FIXED CIRCUITBREAKER TYPE SWITCHGEAR

NOTE GENERALI
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TRANSFORMER BLTOX,
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INCOMER FROM
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FORNITORE DALLA

NOTE:

1. | CIRCUITI DEI QUADRI DI CONTROLLO SONO ALIMENTATI MEDIANTE

UPS DA BNAO1 (SICILIA) A BNAO8 (CALABRIA).

1. TQUESTO SHEMA UNIFILARE E TIPICO PER TUTTI | QUADRI MV
DELLE SOTTOSTAZIONNI DEL PONTE DA QMT—A1 A QMT—-A9.

LEGENDA:
CG1000—P4ADPIT—E200000000—01  LEGENDA

REFERENCES:

CG1000—-P4ADPIT-E2DEOOOOOO—-01 SISTEMA DI DISTRIBUZIONE
CG1000—-P3ADPIT-E2DEOOOOOO0—-06 SCHEMI DI PROTEZIONE
CG1000—-P1RDPIT-M4GCO00000—-01 RELAZIONE DI CALCOLO

CG1000—-P2SDPIT-M2C3000000—-06 SPECIFICHE PROGETTUALI —

LAVORI MECCANICI ED ELETTRICI

CG1000—P2ADPIT-E2DEOOOOOO0—-01 PLANIMETRIE LOCALIZZAZIONE
ATTREZZATURE — SEZIONE 1

NOTES:

1. SWITCHBOARD CONTROL CIRCUITS ARE POWERED FROM UPS
BNAOT TO BNAOS8

2. THIS SINGLE LINE DIAGRAM IS TYPICAL FOR ALL THE
MV SWITCHBOARDS OF THE BRIDGE SUBSTATIONS
OMT=AT1 TO QMT-AS8

LEGENDS:
CG1000—P4ADPIT—E200000000—02  LEGEND

REFERENCES:

CG1000—-P4ADPIT-EZDEOO0O000—-01 POWER DISTRIBUTION SYSTEM
CGT1000—-P3ADPITEZD—-EO00000—-06 PROTECTION SCHEMES
CG1000—-P1RDPIT-M4GCO00000—-01 CALCULATION REPORT
CGT1000—-P2SDPIT-M2C3000000—06 DESIGN SPECIFICATION —
MECHANICAL AND ELECTRICAL
CG1000—-PZADPIT-EZ2DEOOO0O0O0—-0T1 EQUIPMENT LOCATION PLAN —
POWER — ROAD AND GIRDERS
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