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Discharge Power (1500 Vdc - 30°C/50°C)
A=

Discharge Current (1500 Vdc - 30°C/50°C)
I =

Charge Power (1500 Vdc - 30°C/50°C)
A =

Charge Current (1500 Vdc - 30°C/50°C)
I =

7860 FSK HV C 

7856 kVA / 6342 kVA

2700 A/2180 A 

7460 kVA / 6026 kVA 

2564 A / 2071 A

BESS      C = P =

SAFT
Container da 3.0 MWh

Discharge duration: 4-8 hours
Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW

Rated Current (Charge/Discharge): 550 A
Maximum Current (Charge/Discharge): 690 A

SAFT
Container da 3.0 MWh
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Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW
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Maximum Current (Charge/Discharge): 690 A
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SAFT
Container da 3.0 MWh
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Container da 3.0 MWh

Discharge duration: 4-8 hours
Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW

Rated Current (Charge/Discharge): 550 A
Maximum Current (Charge/Discharge): 690 A
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Voltage range: 1060 V- 1500 V
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SAFT
Container da 3.0 MWh
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Discharge duration: 4-8 hours

Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW
Rated Current (Charge/Discharge): 550 A

Maximum Current (Charge/Discharge): 690 A

5 4,5 MW18 MWh BESS      C = P =
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Rated Current (Charge/Discharge): 550 A

Maximum Current (Charge/Discharge): 690 A
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Maximum Current (Charge/Discharge): 690 A

SAFT
Container da 3.0 MWh
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Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW
Rated Current (Charge/Discharge): 550 A

Maximum Current (Charge/Discharge): 690 A

SAFT
Container da 3.0 MWh
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Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW
Rated Current (Charge/Discharge): 550 A

Maximum Current (Charge/Discharge): 690 A
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Container da 3.0 MWh
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Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW
Rated Current (Charge/Discharge): 550 A

Maximum Current (Charge/Discharge): 690 A
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Container da 3.0 MWh
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Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW
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SAFT
Container da 3.0 MWh

Discharge duration: 4-8 hours
Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW

Rated Current (Charge/Discharge): 550 A
Maximum Current (Charge/Discharge): 690 A

SAFT
Container da 3.0 MWh

Discharge duration: 4-8 hours
Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW

Rated Current (Charge/Discharge): 550 A
Maximum Current (Charge/Discharge): 690 A

SAFT
Container da 3.0 MWh

Discharge duration: 4-8 hours
Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW

Rated Current (Charge/Discharge): 550 A
Maximum Current (Charge/Discharge): 690 A

SAFT
Container da 3.0 MWh

Discharge duration: 4-8 hours
Voltage range: 1060 V- 1500 V
Maximum DC power (Charge/Discharge): 0,75 MW

Rated Current (Charge/Discharge): 550 A
Maximum Current (Charge/Discharge): 690 A

7 3 MW12 MWh

INGECON SUN STORAGE

Discharge Power (1500 Vdc - 30°C/50°C)
A=

Discharge Current (1500 Vdc - 30°C/50°C)
I =

Charge Power (1500 Vdc - 30°C/50°C)
A =

Charge Current (1500 Vdc - 30°C/50°C)
I =

3930 FSK HV C

3928 kVA / 3171 kVA

2700 A/2180 A 

3730 kVA / 3013 kVA

2564 A / 2071 A
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Per i dettagli dello schema
elettrico unifilare del BESS si
veda elaborato grafico
PD-G.2.4.4
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IMPIANTO AGROVOLTAICO "AGV - CALTAFALSA"
PROGETTO DI UN IMPIANTO AGROVOLTAICO DI POTENZA PARI A 58,52 MWp INTEGRATO DA
UN SISTEMA DI ACCUMULO DA 25 MW (50 MW COMPLESSIVI IN IMMISSIONE) DENOMINATO

"AGV CALTAFALSA" E RELATIVE OPERE DI CONNESSIONE ALLA RETE RICADENTI NEL
COMUNE DI MONREALE (PA).

REGIONE SICILIA
CITTA' METROPOLITANA DI PALERMO
COMUNE DI MONREALE

Proponente

Progettazione

Titolo Elaborato

Revisioni

X-ELIO CALTAFALSA S.r.l.
CORSO VITTORIO EMANUELE II, 349 - 00186 ROMA
P. IVA: 16235011000

REDATTO VERIFICATO APPROVATOREV. DATA DESCRIZIONE

LIVELLO PROGETTAZIONE CODICE ELABORATO FILENAME SCALAFORMATO

XELI774PDGsch065R0

0 06/2023 PRIMA EMISSIONE DP EG MG

PROGETTO DEFINITIVO PD-G.2.2.7 /

(G) - Elaborati grafici
2 - Parco Fotovoltaico

2 - Opere elettriche
7 - Schema elettrico unifilare di impianto
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