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1 PREMESSA 

La presente relazione descrive il fabbricato tecnologico FA06 Parabiago nell’ambito del progetto di 

potenziamento della linea ferroviaria Rho – Arona tratta Rho – Gallarate.  

Tale tratta è ubicata a nord-ovest del capoluogo lombardo ed interessa la provincia di Milano, nella 

fascia di territorio compresa nei comuni di Rho, Pregnana Milanese, Vanzago, Pogliano Milanese, 

Nerviano, Parabiago, Canegrate e Legnano, e la provincia di Varese, corrispondentemente alla 

fascia di territorio compresa nei comuni di Castellanza, Busto Arsizio e Gallarate. 

 

 

2 SCOPO DEL DOCUMENTO 

Lo scopo del presente documento è quello di analizzare le strutture del fabbricato FA06 Parabiago 

al km 7+753.54 della linea Rho - Arona. 

L’edificio è costituito da un piano fuori terra ed ha dimensioni in pianta 52.85 m x 10 m, misurati in 

asse pilastri,  ed ha altezza circa 5.00 m. Le strutture portanti verticali sono costituite da pilastri in 

c.a. disposti lungo il perimetro dell’edificio ad interasse 2.50 m; essi hanno sezione 30x18 (pilastri 

“tipo”) e 30x30 (pilastri di spigolo e pilastri che sostengono le travi prefabbricate interne). Le travi 

perimetrali sono in c.a. ed hanno sezione di dimensioni esterne massime 88x60 cm, sagomata in 

modo da assolvere la funzione di grondaia. Le travi interne sono disposte con interasse 5.00 m e 

sono costituite da elementi prefabbricati in c.a. con sezione a doppio T di larghezza 24 cm e 

altezza 80 cm; gli elementi prefabbricati presentano armature alle estremità per realizzare la 

continuità con i pilastri gettati in opera. Le fondazioni sono costituite da travi rovesce perimetrali di 

base 80 cm e altezza 135 cm; internamente, in corrispondenza delle travi refabbricate di copertura, 

sono previsti dei cordoli di collegamento 60x30 ad interasse 5.00 m. La copertura è costituita da 

pannelli sandwich coibentati sostenuti da arcarecci in acciaio costituiti da elementi scatolari 

100x200x3 mm; gli arcarecci trovano appoggio sulle travi interne prefabbricate e sulle travi di 

testata. 

L’edificio è suddiviso in due corpi di fabbrica di lunghezza 25.00 m e 27. 50 m, separati da un 

giunto strutturale di ampiezza 5 cm. In corrispondenza del giunto è previsto il raddoppio del 

pilastro; il giunto non interessa le fondazioni. 

Il calcolo è stato effettuato in conformità al D.M. 16/01/1996, adottando come metodo di verifica 

quello delle tensioni ammissibili e assumendo una zona sismica III. 
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3 DOCUMENTI DI RIFERIMENTO 

3.1 Documenti Referenziati 

La progettazione è conforme alle normative vigenti nonché alle istruzioni dell’Ente FF.SS. 

• Legge n° 1086 del 5 Novembre 1971 

“Norme per la disciplina delle Opere di conglomerato cementizio armato normale e 
precompresso e a struttura metallica”; 
 

• D.M. 9 Gennaio 1996 

“Norme tecniche per il calcolo, l’esecuzione ed il collaudo delle opere in cemento armato 
normale e precompresso e per le strutture metalliche”; 

• D.M. 16 Gennaio 1996 

“Norme tecniche relative ai criteri per la verifica di sicurezza delle costruzioni e dei carichi e 
sovraccarichi”; 

• D.M. 16 Gennaio 1996 

“Norme tecniche per le costruzioni in zone sismiche”; 

• D.M. 11 Marzo 1988:  

“Norme tecniche riguardanti le indagini sui terreni e sulle rocce, la stabilità dei pendii naturali e 
delle scarpate, i criteri generali e le prescrizioni per la progettazione, l’esecuzione ed il collaudo 
delle opere di sostegno delle terre e delle opere di fondazione”; 
 

• Min. LL.PP. Circolare 15/10/1996 n. 252/AA.GG./S.T. C. 

Istruzioni per l’applicazione delle “Norme tecniche per il calcolo, l’esecuzione ed il collaudo delle 
strutture in cemento armato normale, precompresso e per le strutture metalliche” di cui al D.M. 
9.1.1996; 

• Min. LL.PP. Circolare 04/07/1996 n.156 AA.GG./STC  

Istruzioni per l’applicazione delle “Norme tecniche relativi ai criteri generali per la verifica di 
sicurezza delle costruzioni e dei carichi e sovraccarichi” di cui al D.M. 16.1.1996; 

• Min. LL.PP. Circolare 10/04/1997 n. 65/AA.GG  

Istruzioni per l’applicazione delle “Norme tecniche relative alle costruzioni sismiche” di cui al 
D.M. 16.1.1996; 

• Min. LL.PP. Circolare 24/09/1988 n.30483:  

Istruzioni per l’applicazione delle “Norme tecniche riguardanti le indagini sui terreni e sulle 
rocce, la stabilità dei pendii naturali e delle scarpate, i criteri generali e le prescrizioni per la 
progettazione, l’esecuzione ed il collaudo delle opere di sostegno delle terre e delle opere di 
fondazione”; 
 
 

• Norme CNR 10011/85:  
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Costruzioni in acciaio: istruzioni per il calcolo, l’esecuzione, il collaudo e la manutenzione. 
 

• Istruzioni FS. del 2 Giugno 1995 I/SC/PS-OM/2298 

“Sovraccarichi per il calcolo dei ponti ferroviari. Istruzioni per la progettazione, l’esecuzione e il 
collaudo”. Testo aggiornato della  istruzione n° I/ SC/PS-OM/2298 del 2 Giugno 1995 completo 
delle relative integrazioni - 13 Gennaio 1997; 
 

• Istruzione FF.SS. n° 44b del 14/04/1998 

“Istruzioni tecniche per manufatti sottobinario da costruire in zona sismica”. Testo aggiornato 
dell’ istruzione 44/b del 14/11/1996, approvato dal Consiglio Superiore dei Lavori Pubblici con 
voto dell’Assemblea Generale del 16/12/1997; 

 
 

3.2 Documenti correlati 

FA06 – Fabbricato Parabiago - Relazione tecnica generale - 
FA06 – Fabbricato Parabiago - Pianta sistemazione piazzale 1:200 
FA06 – Fabbricato Parabiago - Piante 1:50 
FA06 – Fabbricato Parabiago - Prospetti 1:50 
FA06 – Fabbricato Parabiago - Sezioni trasversali e longitudinali 1:50 
FA06 – Fabbricato Parabiago - Carpenteria fondazioni: piante e sezioni 1:50 
FA06 – Fabbricato Parabiago - Carpenteria copertura: piante e sezioni 1:50 

 

 

3.3 Documenti superati 

Non ci sono documenti superati 

 

 

4 ALLEGATI 

E’ presente un allegato: 

- Allegato 1: Tabulati di input e output. 
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5 CARATTERISTICHE DEI MATERIALI 

I materiali adottati in fase di calcolo sono: 

 

Calcestruzzo 

Per le strutture di elevazione si adotterà un calcestruzzo con le seguenti caratteristiche: 

- Rck ≥ 35 N/mm2 (C28/35) 

- classe di esposizione ambientale (UNI EN 206): XC3 

- rapporto a/c non superiore a 0.55 

- classe di consistenza S3-S4 

- tipo di cemento: CEM III, IV, V 

- diametro massimo inerte Φmax = 25 mm 

 

Per le strutture in c.a. prefabbricato si adotterà un calcestruzzo con le seguenti caratteristiche: 

- Rck ≥ 45 N/mm2 (C35/45) 

- classe di esposizione ambientale (UNI EN 206): XC3 

- rapporto a/c non superiore a 0.45 

- classe di consistenza S5 

- tipo di cemento: CEM III, IV, V 

- diametro massimo inerte Φmax = 20 mm 

 

Per le strutture di fondazione si adotterà un calcestruzzo con le seguenti caratteristiche: 

- Rck ≥ 30 N/mm2 (C25/30) 

- classe di esposizione ambientale (UNI EN 206): XC2 

- rapporto a/c non superiore a 0.60 

- classe di consistenza S3-S4 

- tipo di cemento: CEM III, IV, V 

- diametro massimo inerte Φmax = 25 mm 

 

Per il magrone di sottofondazione si adotterà un calcestruzzo con le seguenti caratteristiche: 

- Rck ≥ 15 N/mm2 (C12/15) 

- classe di esposizione ambientale (UNI EN 206): X0 

- tipo di cemento: CEM I÷V 
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Acciaio per c.a 

Per gli elementi in c.a. si adotterà acciaio in barre ad aderenza migliorata FeB44 K (B450 C) 

saldabile con Ø ≤ 26 mm avente le seguenti caratteristiche: 

-  fyk ≥ 430 N/mm2 

-  ftk ≥ 540 N/mm2 

-  (fy/fyk) ≤ 1.35 

-  (ft/fy)medio ≥1.13  

dove: 

fy = tensione di snervamento; 

ft = tensione di rottura; 

fyk = tensione caratteristica di snervamento; 

ftk = tensione caratteristica di rottura. 

 

Tensione normale di compressione e trazione ammissibile: 

 σs,adm = 255  N/mm² 

 

Copriferro netto 

Copriferro netto di progetto per strutture di elevazione c ≥ 25 mm. 

Copriferro netto di progetto per strutture di fondazione c ≥ 40 mm. 

 

Acciaio per carpenteria (arcarecci) 

Tipo: S275JR (ex Fe430B) 

- tensione caratt. di rottura: ftk = 430 mpa 

- tensione caratt. di snervamento: fyk = 275 mpa per t<40 mm 

 fyk = 255 mpa per t>40 mm 
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6 CARATTERISTICHE DEL TERRENO 

Il piano di posa delle fondazioni si attesta nell’unità litologica S “Ghiaia con sabbia e sabbia limosa 

di colore marrone, sciolta o poco addensata”, che raggiunge una profondità di circa 3.5 m a partire 

dal p.c., in base al “Profilo geotecnico” del progetto definitivo. 

In base alla relazione geotecnica si possono assumere per questo strato le seguenti caratteristiche 

meccaniche: 

γ = 18.00 kN/m³ 

ϕ’ = 30° 

E (MPa) = 10÷20 MPa 

Il livello della falda risulta essere a circa 30 m di profondità. 

 

La costante di sottofondo Ks adottata nel calcolo, supposta costante con la profondità, secondo la 

relazione di Bowles, è: 

Ks = E / [ B x (1 – µ2) ] = 11250 kN/m3 

per 

B = 1.00 m Larghezza trave di fondazione (magrone) 

E = 10 MPa Modulo elastico del terreno  

µ = (1 - sen 30°) / (2 - sen 30°) = 0.33  Coefficien te di Poisson del suolo 

Nel calcolo si è assunto cautelativamente un valore di 10000 kN/m³. 
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7 ANALISI DEI CARICHI UNITARI 

Si descrivono di seguito i carichi elementari considerati nel calcolo. 

 

7.1 Carichi permanenti 

Il peso proprio di travi e pilastri in c.a. viene considerato automaticamente dal programma di 

calcolo assumento un peso di volume di 25 kN/m². 

 

Nel modello globale si considerano agenti sulle travi di copertura i seguenti carichi: 

Pannelli sandwich: 0.50 kN/m² 

Incidenza arcarecci, piedini, ecc.: 0.20 kN/m² 

Controsoffitto 1.20 kN/m² 

Totale 1.90 kN/m²  

 

Sulle travi di fondazione si considera agente il seguente peso: 

Pannelli di tamponamento verticale: 5.00 kN/m  

 

7.2 Carichi accidentali 

Si considera un sovraccarico per copertura non accessibile, pari a 0.50 kN/m². Essendo tale carico 

meno gravoso del carico di neve, nel seguito non se ne terrà conto. 

 

7.3 Azione della neve 

Il carico neve al suolo dipende dalle condizioni locali di clima e di esposizione, considerata la 

variabilità delle precipitazioni nevose da zona a zona. Esso viene valutato, per località poste a 

quota inferiore a 1500 m sul livello del mare, in base alle espressioni nel seguito riportate, cui 

corrispondono valori con periodo di ritorno di circa 200 anni. 

Nel caso in esame si ha, per la Zona I e una quota minore di 200 m s.l.m., un valore di qsk = 1.60 

kN/m2. La pendenza della copertura risulta pari a circa 6°. Il coefficiente µ1 = µ2 risulta quindi pari 

a 0.8. 

 

Si assume pertanto un carico di neve pari a: 

qs = µ · qsk = 0.8 · 1.60 = 1.30 kN/m²  
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7.4 Azione del vento 

Si riporta di seguito la determinazione della pressione di riferimento del vento p. 

 

    
Zona 1   
Classe di rugosità B   

Altitudine  as 100 m  
Categoria di esposizione IV   

Coeff. di topografia ct 1   

Coeff. di forma cp 1   

Coeff. dinamico cd 1   
    

vref,0 25 m/s  

a0 1000 m  

ka 0.012 1/s  

vref 25 m/s  

qref 391 N/m2  
    

kr 0.22   

z0 0.3 m  

zmin 8 m  

ce(zmin) 1.63   
    

z ce p (N/m2) 
Z = quota da terra della 
zona investita dal vento 

0.00 1.63 638 64 
2.00 1.63 638 64 
4.00 1.63 638 64 
6.00 1.63 638 64 
8.00 1.63 638 64 

10.00 1.78 697 70 
 

Nel seguito si assume una pressione di 0.80 kN/m². 

 

7.4.1 Vento sulle pareti 

La costruzione si considera “stagna” pertanto si considerano le seguenti pressioni del vento: 

Pareti sopravvento: +0.8 · 0.80 =  +0.64 kN/m²  (pressione) 

Pareti sottovento: -0.4 · 0.80 =  -0.32 kN/m²  (depressione) 
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7.4.2 Vento sulla copertura 

La costruzione si considera “stagna” pertanto si considerano le seguenti pressioni del vento: 

Falda sopravvento: -0.4 · 0.80 = -0.32 kN/m²  (depressione) 

Falda sottovento: -0.4 · 0.80 = -0.32 kN/m²  (depressione) 

 

7.5 Azione termica 

Si considera una variazione termica di 15° applicat a a travi e pilastri. 

 

7.6 Azione sismica 

Per analizzare il comportamento della struttura sotto l’azione del sisma è stato effettuato uno 

studio su modello tridimensionale con analisi dinamica, condotta mediante analisi modale eseguita 

in campo lineare, adottando per lo spettro di risposta, in termini di accelerazioni, l’espressione: 

 

a/g = C x R x β x I 

 

dove: 

a è l’accelerazione spettrale; 

g è l’accelerazione di gravità; 

I è il coefficiente di protezione sismica; 

R è il coefficiente di risposta della struttura, valutato in funzione del periodo di vibrazione del 

modo di vibrare considerato, secondo l’espressione: 

per T < 0.8 secondi   R = 1.0 

per T > 0.8 secondi   R = 0.862 / T2/3 

C coefficiente di intensità sismica 

β coefficiente di struttura 

 

L’analisi modale è stata condotta tenendo conto di 150 modi di vibrazione, sufficienti ad assicurare 

l’eccitazione di più dell’85% della massa totale. 

La somma dei contributi delle singole forme modali è stata effettuata con il metodo SRSS, 

considerato un coefficiente di smorzamento pari al 5%.  

Nella valutazione delle masse che concorrono alla determinazione delle azioni sulla struttura 

derivanti dal sisma si è assunto un coefficiente di contemporaneità del carico di neve in copertura 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago -Relazione di calcolo PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

13/ 39 

 

pari a 0.33. Come previsto dalla normativa si è applicata, in maniera non contemporanea, l’azione 

sismica in due direzioni tra loro ortogonali (Cond. SISMAX e Cond. SISMAY). 

 

I parametri utilizzati per l’analisi sismica sono i seguenti: 

Coefficiente di protezione sismica: I = 1.2 

Coefficiente di struttura: β = 1.0 

Grado di sismicità: S = 6 

Coefficiente di intensità sismica: C = (6 - 2)/100 = 0.04 

Gli angoli delle direzioni di ingresso delle azioni sismiche sono valutati rispetto alle due direzioni 

principali dell’edificio. 

 

Si riporta di seguito  la rappresentazione grafica dello spettro di risposta utilizzato: 
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7.7 Condizioni di carico 

Sono state individuate 6 condizioni di carico che sono state combiante per determinare le 

sollecitazioni più sfavorevoli al funzionemento della struttura. Tali condizioni sono: 

• PP Pesi propri 

• PERM Sovraccarichi permanenti 

• NEVE Carico di neve in copertura 

• VENTOX Vento in direzione longitudinale (X) 

• VENTOY Vento in direzione trasversale (Y) 

• TERM Azione termica 

• SISMAX Sisma in direzione longitudinale (X) 

• SISMAY Sisma in direzione trasversale (Y) 

 

7.8 Combinazioni di carico 

Si riportano nel seguente prospetto riassuntivo le combinazioni di carico considerate: 

 

 1 2 3 4 5 6 7 8 9 10 11 12 13 14 
PP 1 1 1 1 1 1 1 1 1 1 1 1 1 1 
PERM 1 1 1 1 1 1 1 1 1 1 1 1 1 1 
NEVE 0 1 0 0 1 1 0 1 0 0 1 1 1 1 
VENTOX 0 0 1 0 1 0 0 0 1 0 1 0 0 0 
VENTOY 0 0 0 1 0 1 0 0 0 1 0 1 0 0 
TERM 1 1 1 1 1 1 -1 -1 -1 -1 -1 -1 0 0 
SISMAX 0 0 0 0 0 0 0 0 0 0 0 0 1 0 
SISMAY 0 0 0 0 0 0 0 0 0 0 0 0 0 1 
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8 MODELLO DI CALCOLO 

L’edificio è costituito da due corpi di fabbrica di dimensioni 10.00x25.00 m e 10.00x27.50 m; i due 

corpi sono del tutto analoghi, entrambi costituiti da un modulo ripetitivo di interasse 5.00 m. In 

considerazione di questo, nel seguito viene analizzato solamente il corpo di dimensioni maggiori: i 

risultati ottenuti saranno estendibili all’altro corpo di dimensioni inferiori. 

 

L’analisi della struttura è stata effettuata con un modello di calcolo spaziale agli elementi finiti 

mediante programma di calcolo SAP 2000 v. 11. 

Il sisma è stato analizzato mediante analisi dinamica modale. 

Travi e pilastri sono schematizzati con elementi “frame”; le fondazioni sono state schematizzate 

come frame su suolo elastico, considerando un modulo del terreno Kw di 10.000 kN/m³. 

I carichi sono stati applicati sulle travi in ragione della loro area di influenza. 

Seguono alcune immagini rappresentative del modello di calcolo: 

 

 

Modello di calcolo – Vista estrusa 
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Modello di calcolo – Numerazione frame 

 

Modello di calcolo – Numerazione nodi 
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8.1 Analisi dei carichi applicati sugli elementi 

8.1.1 Carichi permanenti (PERM) 

Travi a doppio T centrali: pz = 1.90 x 5.00 = 9.50 kN/m 

Travi di bordo (trasversali): pz = 1.90 x 5.00/ 2 = 4.75 kN/m 

Travi di bordo (longitudinali): pz = 0.00 kN/m 

Travi di fondazione: pz =  5.00 kN/m 

 

8.1.2 Carico di neve (NEVE) 

Travi a doppio T centrali: pz = 1.30 x 5.00 = 6.50 kN/m 

Travi di bordo (trasversali): pz = 1.30 x 5.00/ 2 = 3.25 kN/m 

Travi di bordo (longitudinali): pz = 0.00 kN/m 

 

8.1.3 Vento longitudinale (VENTOX) 

Travi a doppio T centrali: pz = -0.32 x 5.00 = -1.60 kN/m 

Travi di bordo (trasversali): pz = -0.32 x 5.00/2 = -0.80 kN/m 

Travi di bordo (longitudinali): pz = 0.00 kN/m 

 

Pilastri sopravvento centrali: px = +0.64 x 2.50 = 1.60 kN/m 

Pilastri sopravvento di bordo: px = +0.64 x 2.50/2 = 0.80 kN/m 

Pilastri sottovento centrali: px = +0.32 x 2.50 = 0.80 kN/m 

Pilastri sottovento di bordo: px = +0.32 x 2.50/2 = 0.40 kN/m 

 

8.1.4 Vento trasversale (VENTOY) 

Travi a doppio T centrali: pz = -0.32 x 5.00 = -1.60 kN/m 

Travi di bordo (trasversali): pz = -0.32 x 5.00/2 = -0.80 kN/m 

Travi di bordo (longitudinali): pz = 0.00 kN/m 

 

Pilastri sopravvento centrali: px = +0.64 x 2.50 = 1.60 kN/m 

Pilastri sopravvento di bordo: px = +0.64 x 2.50/2 = 0.80 kN/m 

Pilastri sottovento centrali: px = +0.32 x 2.50 = 0.80 kN/m 

Pilastri sottovento di bordo: px = +0.32 x 2.50/2 = 0.40 kN/m 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago -Relazione di calcolo PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

18/ 39 

 

9 SOLLECITAZIONI 

Si riportano gli inviluppi delle caratteristiche della sollecitazione sugli elementi strutturali. 

 

 

Inviluppo dei momenti M33 
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Inviluppo dei momenti M22 
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Inviluppo del taglio V22 
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Inviluppo dello sforzo assiale 
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10 VERIFICHE STRUTTURE 

Seguono le verifiche di resistenza degli elementi. 

 

10.1 Solai 

Il solaio di sopertura è costituito da pannelli sandwich coibentati. Dovrà essere in grado di 

sostenere su una luce di 5.00 m un carico di 1.30 kN/m² (pari al carico di neve), oltre al peso 

proprio. 
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10.2 Trave prefabbricata 24x80 

10.2.1 Verifica a flessione 

Il momento massimo si ha nell’asta 76, nella sezione di mezzeria, e risulta: 

Mmax = 195 kNm 

 

Si prevede un’armatura di 4Ø16 su 2+2 strati. Si riporta di seguito la verfiica della sezione. 
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10.2.2 Verifica a taglio 

Il taglio massimo in appoggio si ha nell’asta 74 e  risulta pari a 97.3 kN. 

 

Si dispongono staffe Ø8/15 a 2 braccia, pari a 6.7 cm². Si riporta di seguito la verifica della 

sezione. 

Taglio 9730 daN 
   
Rck 450  

σa 2600 daN/cm² 

τc0 8.00 daN/cm² 

τc1 22.57 daN/cm² 
   
H 80 cm 
b 7 cm 
copriferro 3 cm 
   

ttaglio 20.1 daN/cm² 
   

Ast taglio 5.4 cm2/m 

Ast min 1.8 cm2/m 
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10.2.3 Verifica a fessurazione 

Si riporta di seguito la determinazione dell’apertura delle fessure. L’ampiezza massima risulta 0.14 

mm < 0.2 mm: la verifica è soddisfatta. 

Sollecitazioni

Momento flettente M 195 kN m
Sforzo normale N 0 kN

Materiali

Res. caratteristica cls Rck 45 N/mm²

Tensione ammissibile cls σcamm 13.5 N/mm²

Res. media a trazione cls fctm 3.4 N/mm²

Res. caratteristica a trazione cls fctk 2.4 N/mm²

Tensione ammissibile acciaio σsamm 260 N/mm²

Coefficiente omog. acciaio-cls n 15

Caratteristiche geometriche

Altezza sezione H 80 cm
Larghezza sezione B 24 cm

Armatura compressa (1° strato) As1' 8.04 cm² 4 Ø 16 cs1 = 4 cm

Armatura compressa (2° strato) As2' 8.04 cm² 4 Ø 16 cs2 = 13 cm

Armatura tesa (2° strato) As2 8.04 cm² 4 Ø 16 ci2 = 13 cm

Armatura tesa (1° strato) As1 8.04 cm² 4 Ø 16 ci1 = 4 cm

Tensioni nei materiali

Compressione max nel cls. σc 6.7 N/mm² < σcamm

Trazione nell'acciaio (1° strato) σs 207.6 N/mm² < σaamm

Eccentricità e (M) ∞ cm > H/6 Sez. parzializzata
u (M) ∞ cm

Posizione asse neutro y (M) 24.8 cm

Area ideale (sez. int. reagente) Aid 2370 cm²

Mom. di inerzia ideale (sez. int. reag.) Jid 1512580 cm4

Mom. di inerzia ideale (sez. parz. N=0) Jid* 722091 cm4

Verifica a fessurazione

Momento di fessurazione (fctk) Mfess* 90 kN m La sezione è fessurata

Momento di fessurazione (fctm) Mfess 129 kN m

Eccentricità per M=Mfess e (Mfess) ∞ cm

u (Mfess) ∞ cm

Compressione max nel cls. per M=Mfess σcr 4.4

Traz. nell'acciaio (1° str.) per M=Mfess σsr 137.5 N/mm²

Posizione asse neutro per M=Mfess y (Mfess) 24.8 cm

β1 1

β2 0.5

Deform. unitaria media dell'arm. εsm 0.00077
Copriferro netto c' 3.2 cm

Altezza efficace deff 24.2 cm

Area efficace Aceff 580.8 cm²

Armatura nell'area efficace Aseff 16.1 cm²
ρr 0.02769

Distanza tra le barre s 6.0 cm

K2 0.4

K3 0.125

Distanza media tra le fessure srm 10.5 cm

Valore medio dell'ap. delle fessure wm 0.08 mm

Valore caratter. dell'ap. delle fessure wk 0.14 mm  
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10.3 Trave perimetrale 

Le sollecitazioni massime si hanno nell’asta 80 nella COMB14 e risultano: 

M2 = 11.7 kNm 

M3 = 43.5 kNm 

 

Si prevede un’armatura di 3x4Ø14. Si riporta di seguito la verifica della sezione. 
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10.3.1 Verifica a taglio 

Il taglio massimo si ha nell’asta 78 e risulta pari a 45.0. 

Si dispongono staffe Ø8/15 a 2 braccia, pari a 6.7 cm². Si riporta di seguito la verifica della 

sezione, assumendo come sezione resistente la nervatura interna di dimensioni 39x35 cm. 

 

La tensione tangenziale è inferiore alla τc0, pertanto non è necessaria armatura a taglio. 

 

Taglio 4500 daN  
    
Rck 350   

σa 2600 daN/cm²  

τc0 6.67 daN/cm²  

τc1 19.71 daN/cm²  
    
H 35 cm  
b 39 cm  
copriferro 4 cm  
    

ttaglio 4.1 daN/cm²  
    

Ast taglio 6.2 cm2/m  

Ast min 3.0 cm2/m  
 

 

10.3.2 Verifica a fessurazione 

I valori di trazione nelle armature sono modesti e pertanto non si riporta la verifica a fessurazione 

che risulta ampiamente soddisfatta. 
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10.4 Pilastri 30x30 

10.4.1 Verifica a pressoflessione 

Le sollecitazioni più gravose si hanno per l’asta 37 in corrispondenza della COMB14 e risultano: 

M3 = 50 kN m 

M2 = 2 kN m 

N = 125 kNm 

 

Si dispongono 3+3Ø18. Si riporta di seguito la verfiica della sezione. 
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10.4.2 Verifica a fessurazione 

Le sollecitazioni più gravose nelle combinazioni non sismiche (COMB1÷12) si hanno per l’asta 59 

in corrispondenza della COMB12 e risultano: 

M3 = 42 kN m 

M2 = 3 kN m 

N = 123 kNm 

 

Si riporta di seguito la determinazione dell’apertura delle fessure. L’ampiezza massima risulta 0.17 

mm < 0.2 mm: la verifica è soddisfatta. 
Sollecitazioni

Momento flettente M 42 kN m
Sforzo normale N 123 kN

Materiali

Res. caratteristica cls Rck 35 N/mm²

Tensione ammissibile cls σcamm 11.0 N/mm²

Res. media a trazione cls fctm 2.9 N/mm²

Res. caratteristica a trazione cls fctk 2.0 N/mm²

Tensione ammissibile acciaio σsamm 260 N/mm²

Coefficiente omog. acciaio-cls n 15

Caratteristiche geometriche

Altezza sezione H 30 cm
Larghezza sezione B 30 cm

Armatura compressa (1° strato) As1' 7.63 cm² 3 Ø 18 cs1 = 4 cm

Armatura compressa (2° strato) As2' 0.00 cm² Ø cs2 = cm

Armatura tesa (2° strato) As2 0.00 cm² Ø ci2 = cm

Armatura tesa (1° strato) As1 7.63 cm² 3 Ø 18 ci1 = 4 cm

Tensioni nei materiali

Compressione max nel cls. σc 9.8 N/mm² < σcamm

Trazione nell'acciaio (1° strato) σs 169.8 N/mm² < σaamm

Eccentricità e (M) 34.1 cm > H/6 Sez. parzializzata
u (M) 19.1 cm

Posizione asse neutro y (M) 12.1 cm

Area ideale (sez. int. reagente) Aid 1114 cm²

Mom. di inerzia ideale (sez. int. reag.) Jid 95211.7 cm4

Mom. di inerzia ideale (sez. parz. N=0) Jid* 47260.7 cm4

Verifica a fessurazione

Momento di fessurazione (fctk) Mfess* 20 kN m La sezione è fessurata

Momento di fessurazione (fctm) Mfess 25 kN m

Eccentricità per M=Mfess e (Mfess) 20.6 cm

u (Mfess) 5.6 cm

Compressione max nel cls. per M=Mfess σcr 6.1

Traz. nell'acciaio (1° str.) per M=Mfess σsr 76.1 N/mm²

Posizione asse neutro per M=Mfess y (Mfess) 14.2 cm

β1 1

β2 0.5

Deform. unitaria media dell'arm. εsm 0.00073
Copriferro netto c' 3.1 cm

Altezza efficace deff 16.6 cm

Area efficace Aceff 498 cm²

Armatura nell'area efficace Aseff 7.6 cm²

ρr 0.01533
Distanza tra le barre s 10.0 cm

K2 0.4

K3 0.125

Distanza media tra le fessure srm 14.1 cm

Valore medio dell'ap. delle fessure wm 0.10 mm

Valore caratter. dell'ap. delle fessure wk 0.17 mm  
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10.5 Pilastri 30x18 

10.5.1 Verifica a pressoflessione 

Le sollecitazioni più gravose si hanno per l’asta 51 in corrispondenza dalla COMB14 e risultano: 

M3 = 9.8 kN m 

M2 = 1.4 kN m 

N = 80 kNm 

 

Si riporta di seguito la verfiica della sezione. 
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10.5.2 Verifica a fessurazione 

Si riporta di seguito la determinazione dell’apertura delle fessure. La sezione non è fessurata. 

 

Sollecitazioni

Momento flettente M 9.8 kN m
Sforzo normale N 80 kN

Materiali

Res. caratteristica cls Rck 35 N/mm²

Tensione ammissibile cls σcamm 11.0 N/mm²

Res. media a trazione cls fctm 2.9 N/mm²

Res. caratteristica a trazione cls fctk 2.0 N/mm²

Tensione ammissibile acciaio σsamm 260 N/mm²

Coefficiente omog. acciaio-cls n 15

Caratteristiche geometriche

Altezza sezione H 28 cm
Larghezza sezione B 30 cm

Armatura compressa (1° strato) As1' 2.26 cm² 2 Ø 12 cs1 = 4 cm

Armatura compressa (2° strato) As2' 0.00 cm² Ø cs2 = cm

Armatura tesa (2° strato) As2 0.00 cm² Ø ci2 = cm

Armatura tesa (1° strato) As1 2.26 cm² 2 Ø 12 ci1 = 4 cm

Tensioni nei materiali

Compressione max nel cls. σc 4.0 N/mm² < σcamm

Trazione nell'acciaio (1° strato) σs 48.1 N/mm² < σaamm

Eccentricità e (M) 12.3 cm > H/6 Sez. parzializzata
u (M) -1.8 cm

Posizione asse neutro y (M) 13.4 cm

Area ideale (sez. int. reagente) Aid 903 cm²

Mom. di inerzia ideale (sez. int. reag.) Jid 61665.8 cm4

Mom. di inerzia ideale (sez. parz. N=0) Jid* 30810.3 cm4

Verifica a fessurazione

Momento di fessurazione (fctk) Mfess* 13 kN m La sezione non è fessurata  
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10.6 Travi di fondazione 

10.6.1 Verifica a flessione 

Il momento massimo si ha nel frame 11 nella COMB14 e risulta pari a: 

Mmax = 133 kNm 

 

Si prevedono 2Ø16 sup. e 4 Ø16 inf. Si riporta di seguito la verfiica della sezione. 
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10.6.2 Verifica a taglio 

Il taglio massimo si ha nel frame 11 nella COMB14 e risulta pari a: 

V2max = 155 kNm 

 

Si dispongono staffe Ø10/20 a 2 braccia, pari a 7.9 cm². Si riporta di seguito la verifica della 

sezione. La tensione tangenziale è inferiore alla τc0, pertanto non è necessaria armatura a taglio. 

 

Taglio 15500 daN 
   
Rck 300  

σa 2600 daN/cm² 

τc0 6.00 daN/cm² 

τc1 18.29 daN/cm² 
   
H 135 cm 
b 34 cm 
copriferro 5 cm 
   

τtaglio 3.9 daN/cm² 
   

Ast taglio 5.1 cm2/m 

Ast min 1.2 cm2/m 
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10.6.3 Verifica a fessurazione 

Si riporta di seguito la determinazione dell’apertura delle fessure. La sezione non è fessurata. 

 

Sollecitazioni

Momento flettente M 133 kN m
Sforzo normale N 0 kN

Materiali

Res. caratteristica cls Rck 30 N/mm²

Tensione ammissibile cls σcamm 9.8 N/mm²

Res. media a trazione cls fctm 2.6 N/mm²

Res. caratteristica a trazione cls fctk 1.8 N/mm²

Tensione ammissibile acciaio σsamm 260 N/mm²

Coefficiente omog. acciaio-cls n 15

Caratteristiche geometriche

Altezza sezione H 135 cm
Larghezza sezione B 34 cm

Armatura compressa (1° strato) As1' 4.02 cm² 2 Ø 16 cs1 = 4 cm

Armatura compressa (2° strato) As2' 0.00 cm² Ø cs2 = cm

Armatura tesa (2° strato) As2 0.00 cm² Ø ci2 = cm

Armatura tesa (1° strato) As1 8.04 cm² 4 Ø 16 ci1 = 4 cm

Tensioni nei materiali

Compressione max nel cls. σc 2.2 N/mm² < σcamm

Trazione nell'acciaio (1° strato) σs 134.6 N/mm² < σaamm

Eccentricità e (M) ∞ cm > H/6 Sez. parzializzata
u (M) ∞ cm

Posizione asse neutro y (M) 25.9 cm

Area ideale (sez. int. reagente) Aid 4759 cm²

Mom. di inerzia ideale (sez. int. reag.) Jid 7700721 cm4

Mom. di inerzia ideale (sez. parz. N=0) Jid* 1558392 cm4

Verifica a fessurazione

Momento di fessurazione (fctk) Mfess* 208 kN m La sezione non è fessurata  

 

10.7 Incidenza armature 

INCIDENZA ARMATURE PER ELEMENTI STRUTTURALI  

  

TRAVI DI FODAZIONE 80 Kg/mc 

PILASTRI 150 Kg/mc 

TRAVI IN OPERA 110 Kg/mc 

TRAVI IN CAV 90 Kg/mc 
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11 VERIFICHE DI PORTANZA FONDAZIONI 

L’abbassamento massimo delle fondazioni nel modello di calcolo si ha nel nodo 1 e risulta pari a 

0.0087 m. A questo abbassamento corrisponde una pressione sul terreno di: 

pmax = d x kw = 0.0087 x 10.000 = 87 kPa = 0.087 MPa. 

Il corrispondente carico per unità di lunghezza della trave di fondazione, considerando una 

larghezza della trave di 0.80 m, risulta: 

p = 87 x 0.80 = 69.6 kN/m 

 

Si riporta nelle pagine seguenti il calcolo del carico limite della fondazione, schematizzata come 

fondazione nastriforme, e la verifica di sicurezza. 

Il fattore di sicurezza risulta pari a 8.26 > 2.5. 
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D = Profondità del piano di appoggio

eB = Eccentricità in direzione B (eB = Mb/N)

eL = Eccentricità in direzione L (eL = Ml/N) (per fondazione nastriforme eL = 0; L* = L)

B* = Larghezza fittizia della fondazione (B* = B - 2*eB)

L* = Lunghezza fittizia della fondazione (L* = L - 2*eL)

(per fondazione nastriforme le sollecitazioni agenti sono riferite all'unità di lunghezza)

permanenti
temporanee 

variabili
tan ϕ' c'

1.00 1.30 1.25 1.25

1.00 1.00 1.00 1.00

1.10 1.10 1.10 1.10

  N
       Mb

         Zw      D      γ1    Tb

B B
γ, c', ϕ'

    N
         Ml

          Zw      D    Tl

   L L

(Per fondazione nastriforme L = 100 m)

B          = 0.80 (m)
L          = 100.00 (m)
D         = 1.30 (m)

βf                 βp

βf = 0.00 (°) βp = 0.00 (°)

AZIONI

permanenti temporanee

N   [kN] 69.60 0.00 69.60
Mb   [kNm] 0.00 0.00 0.00
Ml   [kNm] 0.00 0.00 0.00
Tb   [kN] 0.00 0.00 0.00
Tl   [kN] 0.00 0.00 0.00
H   [kN] 0.00 0.00 0.00

Peso unità di volume del terreno
γ1        = 18.00 (kN/mc)
γ          = 18.00 (kN/mc)

Valori caratteristici di resistenza del terreno
c'         = 0.00 (kN/mq)
ϕ'         = 30.00 (°)

Profondità della falda
Zw       = 30.00 (m)

eB = 0.00 (m) B* = 0.80 (m)
eL = 0.00 (m) L* = 1.00 (m)

Fondazioni Dirette 

Metodo di calcolo

valori di input

azioni proprietà del terreno
coefficienti parziali

Verifica in tensioni efficaci

qlim = c'*Nc* sc*dc*ic*bc*gc + q*Nq*sq*dq*iq*bq*gq + 0,5*γ*B*Nγ*sγ*dγ*iγ*bγ*gγ

Stato limite ultimo

Tensioni ammissibili

Valori di 
calcolo

definiti dall'utente
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q : sovraccarico alla profondità D

q = 23.40 (kN/mq)

���� : peso di volume del terreno di fondazione

� = 18.00 (kN/mc)

Nc, Nq, N���� : coefficienti di capacità portante

Nq = tan2(45 +�'/2)*e(�*tg�')

Nq = 18.40

Nc = (Nq - 1)/tan�'

Nc = 30.14

N� = 2*(Nq + 1)*tan�'

N� = 22.40

sc, sq, s ���� : fattori di forma

sc = 1 + B*Nq / (L* Nc)

sc = 1.00

sq = 1 + B*tan�' / L* 

sq = 1.00

s� = 1 - 0,4*B* / L* 

s� = 1.00

ic , iq, i ���� : fattori di inclinazione del carico

mb = (2 + B* / L*) / (1 + B* / L*)      = 0.00       � = arctg(Tb/Tl) = 0.00 (°)

ml = (2 + L* / B*) / (1 + L* / B*)       = 0.00 2.00 (-)

iq = (1 - H/(N + B*L* c' cotg�'))m

iq = 1.00

ic  = iq - (1 - iq)/(Nq - 1)        H   �τ Tl
            L

ic = 1.00           Tb

i� = (1 - H/(N + B*L* c' cotg� '))(m+1)

B

i� = 1.00

dc , d q, d ���� : fattori di profondità del piano di appoggio

per D/B*< 1; dq = 1 +2 D tan�' (1 - sen�')2 / B*

per D/B*> 1; dq = 1 +(2 tan�' (1 - sen�')2) * arctan (D / B*)

dq = 1.29

dc = dq - (1 - dq) / (Nc tan� ')

dc = 1.31

d� = 1

d� = 1.00

(m=2 nel caso di fondazione nastriforme e 
m=(mbsin2

�+mlcos2
�) in tutti gli altri casi)

      m  =
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gc, gq, g ���� : fattori di inclinazione piano di campagna

gq = (1 - tan�p)
2 �f  + �p = 0.00 �f + �p < 45°

gq = 1.00

gc = gq - (1 - gq) / (Nc tan� ')

gc = 1.00

g� = gq

g� = 1.00

Carico limite unitario

q lim  = 718.56 (kN/m2)

Pressione massima agente

q = N / B* L*

q  = 87.00 (kN/m2)

Coefficiente di sicurezza

Fs  = qlim / q   = 8.26  
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12 VERIFICHE DEGLI SPOSTAMENTI RELATIVI 

Si riportano di seguito le verifiche degli spostamenti relativi tra i piani. 

 

Lo spostamento relativo massimo consentito dalla norma è pari a 0.002 x h, con “h” pari all’altezza 

di interpiano. Per un interpiano di calcolo di 4.95 mlo spostamento limite vale: 

Sp.limite = 4950 x 0.002 = 9.9 mm 

 

Lo spostamento massimo in fase sismica (Nodo 43, SISMAY) risulta pari a: 

dmax = 3.1 mm 

 

Tale spostamento va amplificato del fattore λ, che per opere con I=1.2, vale 3. Si ha quindi: 

η = 3 · 3.1 = 9.3 mm  <  9.9 mm 

La verifica è soddisfatta 
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1 INPUT 

Table: Active Degrees of Freedom 
 

UX UY UZ RX RY RZ 
Yes/No Yes/No Yes/No Yes/No Yes/No Yes/No 

Yes Yes Yes Yes Yes Yes 

 
 

Table: Analysis Case Definitions, Part 1 of 2 
 

Case Type InitialCond ModalCase RunCase GUID 
Text Text Text Text Yes/No Text 
PP LinStatic Zero  Yes  

PERM LinStatic Zero  Yes  
NEVE LinStatic Zero  Yes  

VENTOX LinStatic Zero  Yes  
VENTOY LinStatic Zero  Yes  
SISMAX LinRespSpec  MODAL Yes  
SISMAY LinRespSpec  MODAL Yes  
MODAL LinModal Zero  Yes  
TERM LinStatic Zero  Yes  

 
 

Table: Analysis Case Definitions, Part 2 of 2 
 

Case Notes 
Text Text 
PP  

PERM  
NEVE  

VENTOX  
VENTOY  
SISMAX  
SISMAY  
MODAL  
TERM  

 
 

Table: Analysis Options 
 

Solver Force32Bit StiffCase GeomMod 
Text Yes/No Text Yes/No 

Advanced No None No 

 
 

Table: Auto Wave 3 - Wave Characteristics - General 
 

WaveChar WaveType KinFactor SWaterDept
h 

WaveHeight WavePeriod WaveTheory 

Text Text Unitless m m Sec Text 
Default From Theory 1.000000 45.00000 18.00000 12.0000 Linear 
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Table: Case - Modal 1 - General 
 

Case ModeType MaxNumMo
des 

MinNumMo
des 

EigenShift EigenCutoff EigenTol AutoShift 

Text Text Unitless Unitless Cyc/sec Cyc/sec Unitless Text 
MODAL Eigen 200 1 0.0000E+00 0.0000E+00 1.0000E-09 No 

 
 

Table: Case - Response Spectrum 1 - General 
 

Case ModalComb
o 

DirCombo DampingTy
pe 

ConstDamp EccenRatio NumOverrid
e 

Text Text Text Text Unitless Unitless Unitless 
SISMAX CQC SRSS Constant 0.0500 0.000000 0 
SISMAY CQC SRSS Constant 0.0500 0.000000 0 

 
 

Table: Case - Response Spectrum 2 - Load Assignments 
 

Case LoadType LoadName CoordSys Function Angle TransAccSF 
Text Text Text Text Text Degrees m/sec2 

SISMAX Acceleration U1 GLOBAL SP-DM96 0.000 0.47100 
SISMAY Acceleration U2 GLOBAL SP-DM96 0.000 0.47100 

 
 

Table: Case - Static 1 - Load Assignments 
 

Case LoadType LoadName LoadSF 
Text Text Text Unitless 
PP Load case PP 1.000000 

PERM Load case PERM 1.000000 
NEVE Load case NEVE 1.000000 

VENTOX Load case VENTOX 1.000000 
VENTOY Load case VENTOY 1.000000 

TERM Load case TERM 1.000000 

 
 

Table: Combination Definitions, Part 1 of 3 
 

ComboName ComboType AutoDesign CaseType CaseName ScaleFactor SteelDesign 
Text Text Yes/No Text Text Unitless Yes/No 

COMB1 Linear Add No Linear Static PP 1.000000 No 
COMB1   Linear Static PERM 1.000000  
COMB1   Linear Static NEVE 0.000000  
COMB1   Linear Static VENTOX 0.000000  
COMB1   Linear Static VENTOY 0.000000  
COMB1   Linear Static TERM 1.000000  
COMB1   Response Spectrum SISMAX 0.000000  
COMB1   Response Spectrum SISMAY 0.000000  
COMB2 Linear Add No Linear Static PP 1.000000 No 
COMB2   Linear Static PERM 1.000000  
COMB2   Linear Static NEVE 1.000000  
COMB2   Linear Static VENTOX 0.000000  
COMB2   Linear Static VENTOY 0.000000  
COMB2   Linear Static TERM 1.000000  
COMB2   Response Spectrum SISMAX 0.000000  
COMB2   Response Spectrum SISMAY 0.000000  
COMB3 Linear Add No Linear Static PP 1.000000 No 
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ComboName ComboType AutoDesign CaseType CaseName ScaleFactor SteelDesign 
Text Text Yes/No Text Text Unitless Yes/No 

COMB3   Linear Static PERM 1.000000  
COMB3   Linear Static NEVE 0.000000  
COMB3   Linear Static VENTOX 1.000000  
COMB3   Linear Static VENTOY 0.000000  
COMB3   Linear Static TERM 1.000000  
COMB3   Response Spectrum SISMAX 0.000000  
COMB3   Response Spectrum SISMAY 0.000000  
COMB4 Linear Add No Linear Static PP 1.000000 No 
COMB4   Linear Static PERM 1.000000  
COMB4   Linear Static NEVE 0.000000  
COMB4   Linear Static VENTOX 0.000000  
COMB4   Linear Static VENTOY 1.000000  
COMB4   Linear Static TERM 1.000000  
COMB4   Response Spectrum SISMAX 0.000000  
COMB4   Response Spectrum SISMAY 0.000000  
COMB5 Linear Add No Linear Static PP 1.000000 No 
COMB5   Linear Static PERM 1.000000  
COMB5   Linear Static NEVE 1.000000  
COMB5   Linear Static VENTOX 1.000000  
COMB5   Linear Static VENTOY 0.000000  
COMB5   Linear Static TERM 1.000000  
COMB5   Response Spectrum SISMAX 0.000000  
COMB5   Response Spectrum SISMAY 0.000000  
COMB6 Linear Add No Linear Static PP 1.000000 No 
COMB6   Linear Static PERM 1.000000  
COMB6   Linear Static NEVE 1.000000  
COMB6   Linear Static VENTOX 0.000000  
COMB6   Linear Static VENTOY 1.000000  
COMB6   Linear Static TERM 1.000000  
COMB6   Response Spectrum SISMAX 0.000000  
COMB6   Response Spectrum SISMAY 0.000000  
COMB7 Linear Add No Linear Static PP 1.000000 No 
COMB7   Linear Static PERM 1.000000  
COMB7   Linear Static NEVE 0.000000  
COMB7   Linear Static VENTOX 0.000000  
COMB7   Linear Static VENTOY 0.000000  
COMB7   Linear Static TERM -1.000000  
COMB7   Response Spectrum SISMAX 0.000000  
COMB7   Response Spectrum SISMAY 0.000000  
COMB8 Linear Add No Linear Static PP 1.000000 No 
COMB8   Linear Static PERM 1.000000  
COMB8   Linear Static NEVE 1.000000  
COMB8   Linear Static VENTOX 0.000000  
COMB8   Linear Static VENTOY 0.000000  
COMB8   Linear Static TERM -1.000000  
COMB8   Response Spectrum SISMAX 0.000000  
COMB8   Response Spectrum SISMAY 0.000000  
COMB9 Linear Add No Linear Static PP 1.000000 No 
COMB9   Linear Static PERM 1.000000  
COMB9   Linear Static NEVE 0.000000  
COMB9   Linear Static VENTOX 1.000000  
COMB9   Linear Static VENTOY 0.000000  
COMB9   Linear Static TERM -1.000000  
COMB9   Response Spectrum SISMAX 0.000000  
COMB9   Response Spectrum SISMAY 0.000000  
COMB10 Linear Add No Linear Static PP 1.000000 No 
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ComboName ComboType AutoDesign CaseType CaseName ScaleFactor SteelDesign 
Text Text Yes/No Text Text Unitless Yes/No 

COMB10   Linear Static PERM 1.000000  
COMB10   Linear Static NEVE 0.000000  
COMB10   Linear Static VENTOX 0.000000  
COMB10   Linear Static VENTOY 1.000000  
COMB10   Linear Static TERM -1.000000  
COMB10   Response Spectrum SISMAX 0.000000  
COMB10   Response Spectrum SISMAY 0.000000  
COMB11 Linear Add No Linear Static PP 1.000000 No 
COMB11   Linear Static PERM 1.000000  
COMB11   Linear Static NEVE 1.000000  
COMB11   Linear Static VENTOX 1.000000  
COMB11   Linear Static VENTOY 0.000000  
COMB11   Linear Static TERM -1.000000  
COMB11   Response Spectrum SISMAX 0.000000  
COMB11   Response Spectrum SISMAY 0.000000  
COMB12 Linear Add No Linear Static PP 1.000000 No 
COMB12   Linear Static PERM 1.000000  
COMB12   Linear Static NEVE 1.000000  
COMB12   Linear Static VENTOX 0.000000  
COMB12   Linear Static VENTOY 1.000000  
COMB12   Linear Static TERM -1.000000  
COMB12   Response Spectrum SISMAX 0.000000  
COMB12   Response Spectrum SISMAY 0.000000  
COMB13 Linear Add No Linear Static PP 1.000000 No 
COMB13   Linear Static PERM 1.000000  
COMB13   Linear Static NEVE 1.000000  
COMB13   Linear Static VENTOX 0.000000  
COMB13   Linear Static VENTOY 0.000000  
COMB13   Linear Static TERM 0.000000  
COMB13   Response Spectrum SISMAX 1.000000  
COMB13   Response Spectrum SISMAY 0.000000  
COMB14 Linear Add No Linear Static PP 1.000000 No 
COMB14   Linear Static PERM 1.000000  
COMB14   Linear Static NEVE 1.000000  
COMB14   Linear Static VENTOX 0.000000  
COMB14   Linear Static VENTOY 0.000000  
COMB14   Linear Static TERM 0.000000  
COMB14   Response Spectrum SISMAX 0.000000  
COMB14   Response Spectrum SISMAY 1.000000  

INV Envelope No Response Combo COMB1 1.000000 No 
INV   Response Combo COMB2 1.000000  
INV   Response Combo COMB3 1.000000  
INV   Response Combo COMB4 1.000000  
INV   Response Combo COMB5 1.000000  
INV   Response Combo COMB6 1.000000  
INV   Response Combo COMB7 1.000000  
INV   Response Combo COMB8 1.000000  
INV   Response Combo COMB9 1.000000  
INV   Response Combo COMB10 1.000000  
INV   Response Combo COMB11 1.000000  
INV   Response Combo COMB12 1.000000  
INV   Response Combo COMB13 1.000000  
INV   Response Combo COMB14 1.000000  
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Table: Combination Definitions, Part 2 of 3 
 

ComboName CaseName ConcDesign AlumDesign ColdDesign GUID 
Text Text Yes/No Yes/No Yes/No Text 

COMB1 PP No No No  
COMB1 PERM     
COMB1 NEVE     
COMB1 VENTOX     
COMB1 VENTOY     
COMB1 TERM     
COMB1 SISMAX     
COMB1 SISMAY     
COMB2 PP No No No  
COMB2 PERM     
COMB2 NEVE     
COMB2 VENTOX     
COMB2 VENTOY     
COMB2 TERM     
COMB2 SISMAX     
COMB2 SISMAY     
COMB3 PP No No No  
COMB3 PERM     
COMB3 NEVE     
COMB3 VENTOX     
COMB3 VENTOY     
COMB3 TERM     
COMB3 SISMAX     
COMB3 SISMAY     
COMB4 PP No No No  
COMB4 PERM     
COMB4 NEVE     
COMB4 VENTOX     
COMB4 VENTOY     
COMB4 TERM     
COMB4 SISMAX     
COMB4 SISMAY     
COMB5 PP No No No  
COMB5 PERM     
COMB5 NEVE     
COMB5 VENTOX     
COMB5 VENTOY     
COMB5 TERM     
COMB5 SISMAX     
COMB5 SISMAY     
COMB6 PP No No No  
COMB6 PERM     
COMB6 NEVE     
COMB6 VENTOX     
COMB6 VENTOY     
COMB6 TERM     
COMB6 SISMAX     
COMB6 SISMAY     
COMB7 PP No No No  
COMB7 PERM     
COMB7 NEVE     
COMB7 VENTOX     
COMB7 VENTOY     
COMB7 TERM     
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ComboName CaseName ConcDesign AlumDesign ColdDesign GUID 
Text Text Yes/No Yes/No Yes/No Text 

COMB7 SISMAX     
COMB7 SISMAY     
COMB8 PP No No No  
COMB8 PERM     
COMB8 NEVE     
COMB8 VENTOX     
COMB8 VENTOY     
COMB8 TERM     
COMB8 SISMAX     
COMB8 SISMAY     
COMB9 PP No No No  
COMB9 PERM     
COMB9 NEVE     
COMB9 VENTOX     
COMB9 VENTOY     
COMB9 TERM     
COMB9 SISMAX     
COMB9 SISMAY     
COMB10 PP No No No  
COMB10 PERM     
COMB10 NEVE     
COMB10 VENTOX     
COMB10 VENTOY     
COMB10 TERM     
COMB10 SISMAX     
COMB10 SISMAY     
COMB11 PP No No No  
COMB11 PERM     
COMB11 NEVE     
COMB11 VENTOX     
COMB11 VENTOY     
COMB11 TERM     
COMB11 SISMAX     
COMB11 SISMAY     
COMB12 PP No No No  
COMB12 PERM     
COMB12 NEVE     
COMB12 VENTOX     
COMB12 VENTOY     
COMB12 TERM     
COMB12 SISMAX     
COMB12 SISMAY     
COMB13 PP No No No  
COMB13 PERM     
COMB13 NEVE     
COMB13 VENTOX     
COMB13 VENTOY     
COMB13 TERM     
COMB13 SISMAX     
COMB13 SISMAY     
COMB14 PP No No No  
COMB14 PERM     
COMB14 NEVE     
COMB14 VENTOX     
COMB14 VENTOY     
COMB14 TERM     
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ComboName CaseName ConcDesign AlumDesign ColdDesign GUID 
Text Text Yes/No Yes/No Yes/No Text 

COMB14 SISMAX     
COMB14 SISMAY     

INV COMB1 No No No  
INV COMB2     
INV COMB3     
INV COMB4     
INV COMB5     
INV COMB6     
INV COMB7     
INV COMB8     
INV COMB9     
INV COMB10     
INV COMB11     
INV COMB12     
INV COMB13     
INV COMB14     

 
 

Table: Combination Definitions, Part 3 of 3 
 

ComboName CaseName Notes 
Text Text Text 

COMB1 PP  
COMB1 PERM  
COMB1 NEVE  
COMB1 VENTOX  
COMB1 VENTOY  
COMB1 TERM  
COMB1 SISMAX  
COMB1 SISMAY  
COMB2 PP  
COMB2 PERM  
COMB2 NEVE  
COMB2 VENTOX  
COMB2 VENTOY  
COMB2 TERM  
COMB2 SISMAX  
COMB2 SISMAY  
COMB3 PP  
COMB3 PERM  
COMB3 NEVE  
COMB3 VENTOX  
COMB3 VENTOY  
COMB3 TERM  
COMB3 SISMAX  
COMB3 SISMAY  
COMB4 PP  
COMB4 PERM  
COMB4 NEVE  
COMB4 VENTOX  
COMB4 VENTOY  
COMB4 TERM  
COMB4 SISMAX  
COMB4 SISMAY  
COMB5 PP  
COMB5 PERM  
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ComboName CaseName Notes 
Text Text Text 

COMB5 NEVE  
COMB5 VENTOX  
COMB5 VENTOY  
COMB5 TERM  
COMB5 SISMAX  
COMB5 SISMAY  
COMB6 PP  
COMB6 PERM  
COMB6 NEVE  
COMB6 VENTOX  
COMB6 VENTOY  
COMB6 TERM  
COMB6 SISMAX  
COMB6 SISMAY  
COMB7 PP  
COMB7 PERM  
COMB7 NEVE  
COMB7 VENTOX  
COMB7 VENTOY  
COMB7 TERM  
COMB7 SISMAX  
COMB7 SISMAY  
COMB8 PP  
COMB8 PERM  
COMB8 NEVE  
COMB8 VENTOX  
COMB8 VENTOY  
COMB8 TERM  
COMB8 SISMAX  
COMB8 SISMAY  
COMB9 PP  
COMB9 PERM  
COMB9 NEVE  
COMB9 VENTOX  
COMB9 VENTOY  
COMB9 TERM  
COMB9 SISMAX  
COMB9 SISMAY  

COMB10 PP  
COMB10 PERM  
COMB10 NEVE  
COMB10 VENTOX  
COMB10 VENTOY  
COMB10 TERM  
COMB10 SISMAX  
COMB10 SISMAY  
COMB11 PP  
COMB11 PERM  
COMB11 NEVE  
COMB11 VENTOX  
COMB11 VENTOY  
COMB11 TERM  
COMB11 SISMAX  
COMB11 SISMAY  
COMB12 PP  
COMB12 PERM  
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ComboName CaseName Notes 
Text Text Text 

COMB12 NEVE  
COMB12 VENTOX  
COMB12 VENTOY  
COMB12 TERM  
COMB12 SISMAX  
COMB12 SISMAY  
COMB13 PP  
COMB13 PERM  
COMB13 NEVE  
COMB13 VENTOX  
COMB13 VENTOY  
COMB13 TERM  
COMB13 SISMAX  
COMB13 SISMAY  
COMB14 PP  
COMB14 PERM  
COMB14 NEVE  
COMB14 VENTOX  
COMB14 VENTOY  
COMB14 TERM  
COMB14 SISMAX  
COMB14 SISMAY  

INV COMB1  
INV COMB2  
INV COMB3  
INV COMB4  
INV COMB5  
INV COMB6  
INV COMB7  
INV COMB8  
INV COMB9  
INV COMB10  
INV COMB11  
INV COMB12  
INV COMB13  
INV COMB14  

 
 

Table: Connectivity - Frame, Part 1 of 2 
 

Frame JointI JointJ IsCurved Length CentroidX CentroidY CentroidZ 
Text Text Text Yes/No m m m m 

1 1 2 No 2.50000 1.25000 0.00000 0.00000 
2 2 3 No 2.50000 3.75000 0.00000 0.00000 
3 3 4 No 2.50000 6.25000 0.00000 0.00000 
4 4 5 No 2.50000 8.75000 0.00000 0.00000 
5 5 6 No 2.50000 11.25000 0.00000 0.00000 
6 6 7 No 2.50000 13.75000 0.00000 0.00000 
7 7 8 No 2.50000 16.25000 0.00000 0.00000 
8 8 9 No 2.50000 18.75000 0.00000 0.00000 
9 9 10 No 2.50000 21.25000 0.00000 0.00000 
10 10 11 No 2.50000 23.75000 0.00000 0.00000 
11 11 12 No 2.50000 26.25000 0.00000 0.00000 
12 12 13 No 2.50000 27.50000 1.25000 0.00000 
13 13 14 No 2.50000 27.50000 3.75000 0.00000 
14 1 16 No 10.00000 0.00000 5.00000 0.00000 
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Frame JointI JointJ IsCurved Length CentroidX CentroidY CentroidZ 
Text Text Text Yes/No m m m m 
15 3 18 No 10.00000 5.00000 5.00000 0.00000 
16 5 20 No 10.00000 10.00000 5.00000 0.00000 
17 7 22 No 10.00000 15.00000 5.00000 0.00000 
18 9 24 No 10.00000 20.00000 5.00000 0.00000 
19 11 26 No 10.00000 25.00000 5.00000 0.00000 
20 14 15 No 2.50000 27.50000 6.25000 0.00000 
21 15 27 No 2.50000 27.50000 8.75000 0.00000 
22 16 17 No 2.50000 1.25000 10.00000 0.00000 
23 17 18 No 2.50000 3.75000 10.00000 0.00000 
24 18 19 No 2.50000 6.25000 10.00000 0.00000 
25 19 20 No 2.50000 8.75000 10.00000 0.00000 
26 20 21 No 2.50000 11.25000 10.00000 0.00000 
27 21 22 No 2.50000 13.75000 10.00000 0.00000 
28 22 23 No 2.50000 16.25000 10.00000 0.00000 
29 23 24 No 2.50000 18.75000 10.00000 0.00000 
30 24 25 No 2.50000 21.25000 10.00000 0.00000 
31 25 26 No 2.50000 23.75000 10.00000 0.00000 
32 26 27 No 2.50000 26.25000 10.00000 0.00000 
33 1 28 No 4.95000 0.00000 0.00000 2.47500 
34 2 29 No 4.95000 2.50000 0.00000 2.47500 
35 3 30 No 4.95000 5.00000 0.00000 2.47500 
36 4 31 No 4.95000 7.50000 0.00000 2.47500 
37 5 32 No 4.95000 10.00000 0.00000 2.47500 
38 6 33 No 4.95000 12.50000 0.00000 2.47500 
39 7 34 No 4.95000 15.00000 0.00000 2.47500 
40 8 35 No 4.95000 17.50000 0.00000 2.47500 
41 9 36 No 4.95000 20.00000 0.00000 2.47500 
42 10 37 No 4.95000 22.50000 0.00000 2.47500 
43 11 38 No 4.95000 25.00000 0.00000 2.47500 
44 12 39 No 4.95000 27.50000 0.00000 2.47500 
45 13 40 No 4.95000 27.50000 2.50000 2.47500 
46 14 41 No 4.95000 27.50000 5.00000 2.47500 
47 15 42 No 4.95000 27.50000 7.50000 2.47500 
48 16 43 No 4.95000 0.00000 10.00000 2.47500 
49 17 44 No 4.95000 2.50000 10.00000 2.47500 
50 18 45 No 4.95000 5.00000 10.00000 2.47500 
51 19 46 No 4.95000 7.50000 10.00000 2.47500 
52 20 47 No 4.95000 10.00000 10.00000 2.47500 
53 21 48 No 4.95000 12.50000 10.00000 2.47500 
54 22 49 No 4.95000 15.00000 10.00000 2.47500 
55 23 50 No 4.95000 17.50000 10.00000 2.47500 
56 24 51 No 4.95000 20.00000 10.00000 2.47500 
57 25 52 No 4.95000 22.50000 10.00000 2.47500 
58 26 53 No 4.95000 25.00000 10.00000 2.47500 
59 27 54 No 4.95000 27.50000 10.00000 2.47500 
60 28 29 No 2.50000 1.25000 0.00000 4.95000 
61 29 30 No 2.50000 3.75000 0.00000 4.95000 
62 30 31 No 2.50000 6.25000 0.00000 4.95000 
63 31 32 No 2.50000 8.75000 0.00000 4.95000 
64 32 33 No 2.50000 11.25000 0.00000 4.95000 
65 33 34 No 2.50000 13.75000 0.00000 4.95000 
66 34 35 No 2.50000 16.25000 0.00000 4.95000 
67 35 36 No 2.50000 18.75000 0.00000 4.95000 
68 36 37 No 2.50000 21.25000 0.00000 4.95000 
69 37 38 No 2.50000 23.75000 0.00000 4.95000 
70 38 39 No 2.50000 26.25000 0.00000 4.95000 
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Frame JointI JointJ IsCurved Length CentroidX CentroidY CentroidZ 
Text Text Text Yes/No m m m m 
71 39 40 No 2.50000 27.50000 1.25000 4.95000 
72 40 41 No 2.50000 27.50000 3.75000 4.95000 
73 28 43 No 10.00000 0.00000 5.00000 4.95000 
74 30 45 No 10.00000 5.00000 5.00000 4.95000 
75 32 47 No 10.00000 10.00000 5.00000 4.95000 
76 34 49 No 10.00000 15.00000 5.00000 4.95000 
77 36 51 No 10.00000 20.00000 5.00000 4.95000 
78 38 53 No 10.00000 25.00000 5.00000 4.95000 
79 41 42 No 2.50000 27.50000 6.25000 4.95000 
80 42 54 No 2.50000 27.50000 8.75000 4.95000 
81 43 44 No 2.50000 1.25000 10.00000 4.95000 
82 44 45 No 2.50000 3.75000 10.00000 4.95000 
83 45 46 No 2.50000 6.25000 10.00000 4.95000 
84 46 47 No 2.50000 8.75000 10.00000 4.95000 
85 47 48 No 2.50000 11.25000 10.00000 4.95000 
86 48 49 No 2.50000 13.75000 10.00000 4.95000 
87 49 50 No 2.50000 16.25000 10.00000 4.95000 
88 50 51 No 2.50000 18.75000 10.00000 4.95000 
89 51 52 No 2.50000 21.25000 10.00000 4.95000 
90 52 53 No 2.50000 23.75000 10.00000 4.95000 
91 53 54 No 2.50000 26.25000 10.00000 4.95000 

 
 

Table: Connectivity - Frame, Part 2 of 2 
 

Frame GUID 
Text Text 

1  
2  
3  
4  
5  
6  
7  
8  
9  

10  
11  
12  
13  
14  
15  
16  
17  
18  
19  
20  
21  
22  
23  
24  
25  
26  
27  
28  
29  
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Frame GUID 
Text Text 
30  
31  
32  
33  
34  
35  
36  
37  
38  
39  
40  
41  
42  
43  
44  
45  
46  
47  
48  
49  
50  
51  
52  
53  
54  
55  
56  
57  
58  
59  
60  
61  
62  
63  
64  
65  
66  
67  
68  
69  
70  
71  
72  
73  
74  
75  
76  
77  
78  
79  
80  
81  
82  
83  
84  
85  
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Frame GUID 
Text Text 
86  
87  
88  
89  
90  
91  

 
 

Table: Coordinate Systems 
 

Name Type X Y Z AboutZ AboutY AboutX 
Text Text m m m Degrees Degrees Degrees 

GLOBAL Cartesian 0.00000 0.00000 0.00000 0.000 0.000 0.000 

 
 

Table: Database Format Types 
 

UnitsCurr OverrideE 
Yes/No Yes/No 

Yes No 

 
 

Table: Frame Added Mass Assignments 
 

Frame MassPerLen 
Text KN-s2/m2 
60 0.26 
61 0.26 
62 0.26 
63 0.26 
81 0.26 
82 0.26 
83 0.26 
84 0.26 
71 0.26 
72 0.26 
79 0.26 
80 0.26 
64 0.26 
65 0.26 
85 0.26 
86 0.26 
66 0.26 
67 0.26 
87 0.26 
88 0.26 
68 0.26 
69 0.26 
89 0.26 
90 0.26 
70 0.26 
91 0.26 
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Table: Frame Auto Mesh Assignments 
 

Frame AutoMesh AtJoints AtFrames NumSegme
nts 

MaxLength MaxDegrees 

Text Yes/No Yes/No Yes/No Unitless m Degrees 
1 Yes Yes No 0 0.500000 0.000 
2 Yes Yes No 0 0.500000 0.000 
3 Yes Yes No 0 0.500000 0.000 
4 Yes Yes No 0 0.500000 0.000 
5 Yes Yes No 0 0.500000 0.000 
6 Yes Yes No 0 0.500000 0.000 
7 Yes Yes No 0 0.500000 0.000 
8 Yes Yes No 0 0.500000 0.000 
9 Yes Yes No 0 0.500000 0.000 

10 Yes Yes No 0 0.500000 0.000 
11 Yes Yes No 0 0.500000 0.000 
12 Yes Yes No 0 0.500000 0.000 
13 Yes Yes No 0 0.500000 0.000 
20 Yes Yes No 0 0.500000 0.000 
21 Yes Yes No 0 0.500000 0.000 
22 Yes Yes No 0 0.500000 0.000 
23 Yes Yes No 0 0.500000 0.000 
24 Yes Yes No 0 0.500000 0.000 
25 Yes Yes No 0 0.500000 0.000 
26 Yes Yes No 0 0.500000 0.000 
27 Yes Yes No 0 0.500000 0.000 
28 Yes Yes No 0 0.500000 0.000 
29 Yes Yes No 0 0.500000 0.000 
30 Yes Yes No 0 0.500000 0.000 
31 Yes Yes No 0 0.500000 0.000 
32 Yes Yes No 0 0.500000 0.000 

 
 

Table: Frame Design Procedures 
 

Frame DesignProc 
Text Text 

1 No Design 
2 No Design 
3 No Design 
4 No Design 
5 No Design 
6 No Design 
7 No Design 
8 No Design 
9 No Design 

10 No Design 
11 No Design 
12 No Design 
13 No Design 
14 From 

Material 
15 From 

Material 
16 From 

Material 
17 From 

Material 
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Frame DesignProc 
Text Text 
18 From 

Material 
19 From 

Material 
20 No Design 
21 No Design 
22 No Design 
23 No Design 
24 No Design 
25 No Design 
26 No Design 
27 No Design 
28 No Design 
29 No Design 
30 No Design 
31 No Design 
32 No Design 
33 From 

Material 
34 From 

Material 
35 From 

Material 
36 From 

Material 
37 From 

Material 
38 From 

Material 
39 From 

Material 
40 From 

Material 
41 From 

Material 
42 From 

Material 
43 From 

Material 
44 From 

Material 
45 From 

Material 
46 From 

Material 
47 From 

Material 
48 From 

Material 
49 From 

Material 
50 From 

Material 
51 From 

Material 
52 From 

Material 
53 From 

Material 
54 From 

Material 
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Frame DesignProc 
Text Text 
55 From 

Material 
56 From 

Material 
57 From 

Material 
58 From 

Material 
59 From 

Material 
60 No Design 
61 No Design 
62 No Design 
63 No Design 
64 No Design 
65 No Design 
66 No Design 
67 No Design 
68 No Design 
69 No Design 
70 No Design 
71 No Design 
72 No Design 
73 No Design 
74 No Design 
75 No Design 
76 No Design 
77 No Design 
78 No Design 
79 No Design 
80 No Design 
81 No Design 
82 No Design 
83 No Design 
84 No Design 
85 No Design 
86 No Design 
87 No Design 
88 No Design 
89 No Design 
90 No Design 
91 No Design 

 
 

Table: Frame Loads - Distributed, Part 1 of 3 
 

Frame LoadCase CoordSys Type Dir DistType RelDistA 
Text Text Text Text Text Text Unitless 
33 VENTOY GLOBAL Force Y RelDist 0.0000 
48 VENTOY GLOBAL Force Y RelDist 0.0000 
34 VENTOY GLOBAL Force Y RelDist 0.0000 
49 VENTOY GLOBAL Force Y RelDist 0.0000 
35 VENTOY GLOBAL Force Y RelDist 0.0000 
50 VENTOY GLOBAL Force Y RelDist 0.0000 
36 VENTOY GLOBAL Force Y RelDist 0.0000 
51 VENTOY GLOBAL Force Y RelDist 0.0000 
44 VENTOY GLOBAL Force Y RelDist 0.0000 
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Frame LoadCase CoordSys Type Dir DistType RelDistA 
Text Text Text Text Text Text Unitless 
44 VENTOX GLOBAL Force X RelDist 0.0000 
45 VENTOX GLOBAL Force X RelDist 0.0000 
46 VENTOX GLOBAL Force X RelDist 0.0000 
47 VENTOX GLOBAL Force X RelDist 0.0000 
59 VENTOY GLOBAL Force Y RelDist 0.0000 
59 VENTOX GLOBAL Force X RelDist 0.0000 
74 PERM GLOBAL Force Z RelDist 0.0000 
74 NEVE GLOBAL Force Z RelDist 0.0000 
74 VENTOX GLOBAL Force Z RelDist 0.0000 
74 VENTOY GLOBAL Force Z RelDist 0.0000 
71 PERM GLOBAL Force Z RelDist 0.0000 
71 NEVE GLOBAL Force Z RelDist 0.0000 
71 VENTOX GLOBAL Force Z RelDist 0.0000 
71 VENTOY GLOBAL Force Z RelDist 0.0000 
72 PERM GLOBAL Force Z RelDist 0.0000 
72 NEVE GLOBAL Force Z RelDist 0.0000 
72 VENTOX GLOBAL Force Z RelDist 0.0000 
72 VENTOY GLOBAL Force Z RelDist 0.0000 
79 PERM GLOBAL Force Z RelDist 0.0000 
79 NEVE GLOBAL Force Z RelDist 0.0000 
79 VENTOX GLOBAL Force Z RelDist 0.0000 
79 VENTOY GLOBAL Force Z RelDist 0.0000 
80 PERM GLOBAL Force Z RelDist 0.0000 
80 NEVE GLOBAL Force Z RelDist 0.0000 
80 VENTOX GLOBAL Force Z RelDist 0.0000 
80 VENTOY GLOBAL Force Z RelDist 0.0000 
1 PERM GLOBAL Force Z RelDist 0.0000 
2 PERM GLOBAL Force Z RelDist 0.0000 
3 PERM GLOBAL Force Z RelDist 0.0000 
4 PERM GLOBAL Force Z RelDist 0.0000 
22 PERM GLOBAL Force Z RelDist 0.0000 
23 PERM GLOBAL Force Z RelDist 0.0000 
24 PERM GLOBAL Force Z RelDist 0.0000 
25 PERM GLOBAL Force Z RelDist 0.0000 
12 PERM GLOBAL Force Z RelDist 0.0000 
13 PERM GLOBAL Force Z RelDist 0.0000 
20 PERM GLOBAL Force Z RelDist 0.0000 
21 PERM GLOBAL Force Z RelDist 0.0000 
37 VENTOY GLOBAL Force Y RelDist 0.0000 
52 VENTOY GLOBAL Force Y RelDist 0.0000 
38 VENTOY GLOBAL Force Y RelDist 0.0000 
53 VENTOY GLOBAL Force Y RelDist 0.0000 
75 PERM GLOBAL Force Z RelDist 0.0000 
75 NEVE GLOBAL Force Z RelDist 0.0000 
75 VENTOX GLOBAL Force Z RelDist 0.0000 
75 VENTOY GLOBAL Force Z RelDist 0.0000 
5 PERM GLOBAL Force Z RelDist 0.0000 
6 PERM GLOBAL Force Z RelDist 0.0000 
26 PERM GLOBAL Force Z RelDist 0.0000 
27 PERM GLOBAL Force Z RelDist 0.0000 
39 VENTOY GLOBAL Force Y RelDist 0.0000 
54 VENTOY GLOBAL Force Y RelDist 0.0000 
40 VENTOY GLOBAL Force Y RelDist 0.0000 
55 VENTOY GLOBAL Force Y RelDist 0.0000 
76 PERM GLOBAL Force Z RelDist 0.0000 
76 NEVE GLOBAL Force Z RelDist 0.0000 
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Frame LoadCase CoordSys Type Dir DistType RelDistA 
Text Text Text Text Text Text Unitless 
76 VENTOX GLOBAL Force Z RelDist 0.0000 
76 VENTOY GLOBAL Force Z RelDist 0.0000 
7 PERM GLOBAL Force Z RelDist 0.0000 
8 PERM GLOBAL Force Z RelDist 0.0000 
28 PERM GLOBAL Force Z RelDist 0.0000 
29 PERM GLOBAL Force Z RelDist 0.0000 
41 VENTOY GLOBAL Force Y RelDist 0.0000 
56 VENTOY GLOBAL Force Y RelDist 0.0000 
42 VENTOY GLOBAL Force Y RelDist 0.0000 
57 VENTOY GLOBAL Force Y RelDist 0.0000 
77 PERM GLOBAL Force Z RelDist 0.0000 
77 NEVE GLOBAL Force Z RelDist 0.0000 
77 VENTOX GLOBAL Force Z RelDist 0.0000 
77 VENTOY GLOBAL Force Z RelDist 0.0000 
9 PERM GLOBAL Force Z RelDist 0.0000 
10 PERM GLOBAL Force Z RelDist 0.0000 
30 PERM GLOBAL Force Z RelDist 0.0000 
31 PERM GLOBAL Force Z RelDist 0.0000 
43 VENTOY GLOBAL Force Y RelDist 0.0000 
58 VENTOY GLOBAL Force Y RelDist 0.0000 
78 PERM GLOBAL Force Z RelDist 0.0000 
78 NEVE GLOBAL Force Z RelDist 0.0000 
78 VENTOX GLOBAL Force Z RelDist 0.0000 
78 VENTOY GLOBAL Force Z RelDist 0.0000 
11 PERM GLOBAL Force Z RelDist 0.0000 
32 PERM GLOBAL Force Z RelDist 0.0000 
73 PERM GLOBAL Force Z RelDist 0.0000 
73 NEVE GLOBAL Force Z RelDist 0.0000 
73 VENTOX GLOBAL Force Z RelDist 0.0000 
73 VENTOY GLOBAL Force Z RelDist 0.0000 

 
 

Table: Frame Loads - Distributed, Part 2 of 3 
 

Frame LoadCase RelDistB AbsDistA AbsDistB FOverLA FOverLB 
Text Text Unitless m m KN/m KN/m 
33 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
48 VENTOY 1.0000 0.00000 4.95000 0.40 0.40 
34 VENTOY 1.0000 0.00000 4.95000 1.60 1.60 
49 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
35 VENTOY 1.0000 0.00000 4.95000 1.60 1.60 
50 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
36 VENTOY 1.0000 0.00000 4.95000 1.60 1.60 
51 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
44 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
44 VENTOX 1.0000 0.00000 4.95000 -0.40 -0.40 
45 VENTOX 1.0000 0.00000 4.95000 -0.80 -0.80 
46 VENTOX 1.0000 0.00000 4.95000 -0.80 -0.80 
47 VENTOX 1.0000 0.00000 4.95000 -0.80 -0.80 
59 VENTOY 1.0000 0.00000 4.95000 0.40 0.40 
59 VENTOX 1.0000 0.00000 4.95000 -0.40 -0.40 
74 PERM 1.0000 0.00000 10.00000 -9.50 -9.50 
74 NEVE 1.0000 0.00000 10.00000 -6.50 -6.50 
74 VENTOX 1.0000 0.00000 10.00000 1.60 1.60 
74 VENTOY 1.0000 0.00000 10.00000 1.60 1.60 
71 PERM 1.0000 0.00000 2.50000 -2.38 -2.38 
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Frame LoadCase RelDistB AbsDistA AbsDistB FOverLA FOverLB 
Text Text Unitless m m KN/m KN/m 
71 NEVE 1.0000 0.00000 2.50000 -1.63 -1.63 
71 VENTOX 1.0000 0.00000 2.50000 0.40 0.40 
71 VENTOY 1.0000 0.00000 2.50000 0.40 0.40 
72 PERM 1.0000 0.00000 2.50000 -2.38 -2.38 
72 NEVE 1.0000 0.00000 2.50000 -1.63 -1.63 
72 VENTOX 1.0000 0.00000 2.50000 0.40 0.40 
72 VENTOY 1.0000 0.00000 2.50000 0.40 0.40 
79 PERM 1.0000 0.00000 2.50000 -2.38 -2.38 
79 NEVE 1.0000 0.00000 2.50000 -1.63 -1.63 
79 VENTOX 1.0000 0.00000 2.50000 0.40 0.40 
79 VENTOY 1.0000 0.00000 2.50000 0.40 0.40 
80 PERM 1.0000 0.00000 2.50000 -2.38 -2.38 
80 NEVE 1.0000 0.00000 2.50000 -1.63 -1.63 
80 VENTOX 1.0000 0.00000 2.50000 0.40 0.40 
80 VENTOY 1.0000 0.00000 2.50000 0.40 0.40 
1 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
2 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
3 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
4 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 

22 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
23 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
24 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
25 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
12 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
13 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
20 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
21 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
37 VENTOY 1.0000 0.00000 4.95000 1.60 1.60 
52 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
38 VENTOY 1.0000 0.00000 4.95000 1.60 1.60 
53 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
75 PERM 1.0000 0.00000 10.00000 -9.50 -9.50 
75 NEVE 1.0000 0.00000 10.00000 -6.50 -6.50 
75 VENTOX 1.0000 0.00000 10.00000 1.60 1.60 
75 VENTOY 1.0000 0.00000 10.00000 1.60 1.60 
5 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
6 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 

26 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
27 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
39 VENTOY 1.0000 0.00000 4.95000 1.60 1.60 
54 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
40 VENTOY 1.0000 0.00000 4.95000 1.60 1.60 
55 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
76 PERM 1.0000 0.00000 10.00000 -9.50 -9.50 
76 NEVE 1.0000 0.00000 10.00000 -6.50 -6.50 
76 VENTOX 1.0000 0.00000 10.00000 1.60 1.60 
76 VENTOY 1.0000 0.00000 10.00000 1.60 1.60 
7 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
8 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 

28 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
29 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
41 VENTOY 1.0000 0.00000 4.95000 1.60 1.60 
56 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
42 VENTOY 1.0000 0.00000 4.95000 1.60 1.60 
57 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
77 PERM 1.0000 0.00000 10.00000 -9.50 -9.50 
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Frame LoadCase RelDistB AbsDistA AbsDistB FOverLA FOverLB 
Text Text Unitless m m KN/m KN/m 
77 NEVE 1.0000 0.00000 10.00000 -6.50 -6.50 
77 VENTOX 1.0000 0.00000 10.00000 1.60 1.60 
77 VENTOY 1.0000 0.00000 10.00000 1.60 1.60 
9 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 

10 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
30 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
31 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
43 VENTOY 1.0000 0.00000 4.95000 1.60 1.60 
58 VENTOY 1.0000 0.00000 4.95000 0.80 0.80 
78 PERM 1.0000 0.00000 10.00000 -7.13 -7.13 
78 NEVE 1.0000 0.00000 10.00000 -4.88 -4.88 
78 VENTOX 1.0000 0.00000 10.00000 1.20 1.20 
78 VENTOY 1.0000 0.00000 10.00000 1.20 1.20 
11 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
32 PERM 1.0000 0.00000 2.50000 -5.00 -5.00 
73 PERM 1.0000 0.00000 10.00000 -4.75 -4.75 
73 NEVE 1.0000 0.00000 10.00000 -3.25 -3.25 
73 VENTOX 1.0000 0.00000 10.00000 0.80 0.80 
73 VENTOY 1.0000 0.00000 10.00000 0.80 0.80 

 
 

Table: Frame Loads - Distributed, Part 3 of 3 
 

Frame LoadCase GUID 
Text Text Text 
33 VENTOY  
48 VENTOY  
34 VENTOY  
49 VENTOY  
35 VENTOY  
50 VENTOY  
36 VENTOY  
51 VENTOY  
44 VENTOY  
44 VENTOX  
45 VENTOX  
46 VENTOX  
47 VENTOX  
59 VENTOY  
59 VENTOX  
74 PERM  
74 NEVE  
74 VENTOX  
74 VENTOY  
71 PERM  
71 NEVE  
71 VENTOX  
71 VENTOY  
72 PERM  
72 NEVE  
72 VENTOX  
72 VENTOY  
79 PERM  
79 NEVE  
79 VENTOX  
79 VENTOY  



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

23/ 799 

 

Frame LoadCase GUID 
Text Text Text 
80 PERM  
80 NEVE  
80 VENTOX  
80 VENTOY  
1 PERM  
2 PERM  
3 PERM  
4 PERM  

22 PERM  
23 PERM  
24 PERM  
25 PERM  
12 PERM  
13 PERM  
20 PERM  
21 PERM  
37 VENTOY  
52 VENTOY  
38 VENTOY  
53 VENTOY  
75 PERM  
75 NEVE  
75 VENTOX  
75 VENTOY  
5 PERM  
6 PERM  

26 PERM  
27 PERM  
39 VENTOY  
54 VENTOY  
40 VENTOY  
55 VENTOY  
76 PERM  
76 NEVE  
76 VENTOX  
76 VENTOY  
7 PERM  
8 PERM  

28 PERM  
29 PERM  
41 VENTOY  
56 VENTOY  
42 VENTOY  
57 VENTOY  
77 PERM  
77 NEVE  
77 VENTOX  
77 VENTOY  
9 PERM  

10 PERM  
30 PERM  
31 PERM  
43 VENTOY  
58 VENTOY  
78 PERM  
78 NEVE  
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Frame LoadCase GUID 
Text Text Text 
78 VENTOX  
78 VENTOY  
11 PERM  
32 PERM  
73 PERM  
73 NEVE  
73 VENTOX  
73 VENTOY  

 
 

Table: Frame Loads - Temperature 
 

Frame LoadCase Type Temp JtPattern 
Text Text Text C Text 
33 TERM Temperature 15.000 None 
48 TERM Temperature 15.000 None 
34 TERM Temperature 15.000 None 
49 TERM Temperature 15.000 None 
35 TERM Temperature 15.000 None 
50 TERM Temperature 15.000 None 
36 TERM Temperature 15.000 None 
51 TERM Temperature 15.000 None 
44 TERM Temperature 15.000 None 
45 TERM Temperature 15.000 None 
46 TERM Temperature 15.000 None 
47 TERM Temperature 15.000 None 
59 TERM Temperature 15.000 None 
60 TERM Temperature 15.000 None 
61 TERM Temperature 15.000 None 
62 TERM Temperature 15.000 None 
63 TERM Temperature 15.000 None 
81 TERM Temperature 15.000 None 
82 TERM Temperature 15.000 None 
83 TERM Temperature 15.000 None 
84 TERM Temperature 15.000 None 
74 TERM Temperature 15.000 None 
71 TERM Temperature 15.000 None 
72 TERM Temperature 15.000 None 
79 TERM Temperature 15.000 None 
80 TERM Temperature 15.000 None 
37 TERM Temperature 15.000 None 
52 TERM Temperature 15.000 None 
38 TERM Temperature 15.000 None 
53 TERM Temperature 15.000 None 
64 TERM Temperature 15.000 None 
65 TERM Temperature 15.000 None 
85 TERM Temperature 15.000 None 
86 TERM Temperature 15.000 None 
75 TERM Temperature 15.000 None 
39 TERM Temperature 15.000 None 
54 TERM Temperature 15.000 None 
40 TERM Temperature 15.000 None 
55 TERM Temperature 15.000 None 
66 TERM Temperature 15.000 None 
67 TERM Temperature 15.000 None 
87 TERM Temperature 15.000 None 
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Frame LoadCase Type Temp JtPattern 
Text Text Text C Text 
88 TERM Temperature 15.000 None 
76 TERM Temperature 15.000 None 
41 TERM Temperature 15.000 None 
56 TERM Temperature 15.000 None 
42 TERM Temperature 15.000 None 
57 TERM Temperature 15.000 None 
68 TERM Temperature 15.000 None 
69 TERM Temperature 15.000 None 
89 TERM Temperature 15.000 None 
90 TERM Temperature 15.000 None 
77 TERM Temperature 15.000 None 
43 TERM Temperature 15.000 None 
58 TERM Temperature 15.000 None 
70 TERM Temperature 15.000 None 
91 TERM Temperature 15.000 None 
78 TERM Temperature 15.000 None 
73 TERM Temperature 15.000 None 

 
 

Table: Frame Local Axes Assignments 1 - Typical 
 

Frame Angle MirrorAbt2 MirrorAbt3 AdvanceAx
es 

Text Degrees Yes/No Yes/No Yes/No 
34 90.000 No No No 
35 90.000 No No No 
36 90.000 No No No 
37 90.000 No No No 
38 90.000 No No No 
39 90.000 No No No 
40 90.000 No No No 
41 90.000 No No No 
42 90.000 No No No 
43 90.000 No No No 
49 90.000 No No No 
50 90.000 No No No 
51 90.000 No No No 
52 90.000 No No No 
53 90.000 No No No 
54 90.000 No No No 
55 90.000 No No No 
56 90.000 No No No 
57 90.000 No No No 
58 90.000 No No No 

 
 

Table: Frame Offset Along Length Assignments 
 

Frame Type LengthI LengthJ RigidFactor 
Text Text m m Unitless 

1 Automatic 0.150000 0.150000 0.500000 
2 Automatic 0.150000 0.150000 0.500000 
3 Automatic 0.150000 0.150000 0.500000 
4 Automatic 0.150000 0.150000 0.500000 
5 Automatic 0.150000 0.150000 0.500000 
6 Automatic 0.150000 0.150000 0.500000 
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Frame Type LengthI LengthJ RigidFactor 
Text Text m m Unitless 

7 Automatic 0.150000 0.150000 0.500000 
8 Automatic 0.150000 0.150000 0.500000 
9 Automatic 0.150000 0.150000 0.500000 

10 Automatic 0.150000 0.150000 0.500000 
11 Automatic 0.150000 0.150000 0.500000 
12 Automatic 0.150000 0.150000 0.500000 
13 Automatic 0.150000 0.150000 0.500000 
14 Automatic 0.150000 0.150000 0.500000 
15 Automatic 0.150000 0.150000 0.500000 
16 Automatic 0.150000 0.150000 0.500000 
17 Automatic 0.150000 0.150000 0.500000 
18 Automatic 0.150000 0.150000 0.500000 
19 Automatic 0.150000 0.150000 0.500000 
20 Automatic 0.150000 0.150000 0.500000 
21 Automatic 0.150000 0.150000 0.500000 
22 Automatic 0.150000 0.150000 0.500000 
23 Automatic 0.150000 0.150000 0.500000 
24 Automatic 0.150000 0.150000 0.500000 
25 Automatic 0.150000 0.150000 0.500000 
26 Automatic 0.150000 0.150000 0.500000 
27 Automatic 0.150000 0.150000 0.500000 
28 Automatic 0.150000 0.150000 0.500000 
29 Automatic 0.150000 0.150000 0.500000 
30 Automatic 0.150000 0.150000 0.500000 
31 Automatic 0.150000 0.150000 0.500000 
32 Automatic 0.150000 0.150000 0.500000 
33 Automatic 0.675000 0.400000 0.500000 
34 Automatic 0.675000 0.300000 0.500000 
35 Automatic 0.675000 0.400000 0.500000 
36 Automatic 0.675000 0.300000 0.500000 
37 Automatic 0.675000 0.400000 0.500000 
38 Automatic 0.675000 0.300000 0.500000 
39 Automatic 0.675000 0.400000 0.500000 
40 Automatic 0.675000 0.300000 0.500000 
41 Automatic 0.675000 0.400000 0.500000 
42 Automatic 0.675000 0.300000 0.500000 
43 Automatic 0.675000 0.400000 0.500000 
44 Automatic 0.675000 0.300000 0.500000 
45 Automatic 0.675000 0.300000 0.500000 
46 Automatic 0.675000 0.300000 0.500000 
47 Automatic 0.675000 0.300000 0.500000 
48 Automatic 0.675000 0.400000 0.500000 
49 Automatic 0.675000 0.300000 0.500000 
50 Automatic 0.675000 0.400000 0.500000 
51 Automatic 0.675000 0.300000 0.500000 
52 Automatic 0.675000 0.400000 0.500000 
53 Automatic 0.675000 0.300000 0.500000 
54 Automatic 0.675000 0.400000 0.500000 
55 Automatic 0.675000 0.300000 0.500000 
56 Automatic 0.675000 0.400000 0.500000 
57 Automatic 0.675000 0.300000 0.500000 
58 Automatic 0.675000 0.400000 0.500000 
59 Automatic 0.675000 0.300000 0.500000 
60 Automatic 0.150000 0.150000 0.500000 
61 Automatic 0.150000 0.150000 0.500000 
62 Automatic 0.150000 0.150000 0.500000 
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Frame Type LengthI LengthJ RigidFactor 
Text Text m m Unitless 
63 Automatic 0.150000 0.150000 0.500000 
64 Automatic 0.150000 0.150000 0.500000 
65 Automatic 0.150000 0.150000 0.500000 
66 Automatic 0.150000 0.150000 0.500000 
67 Automatic 0.150000 0.150000 0.500000 
68 Automatic 0.150000 0.150000 0.500000 
69 Automatic 0.150000 0.150000 0.500000 
70 Automatic 0.150000 0.150000 0.500000 
71 Automatic 0.150000 0.150000 0.500000 
72 Automatic 0.150000 0.150000 0.500000 
73 Automatic 0.150000 0.150000 0.500000 
74 Automatic 0.150000 0.150000 0.500000 
75 Automatic 0.150000 0.150000 0.500000 
76 Automatic 0.150000 0.150000 0.500000 
77 Automatic 0.150000 0.150000 0.500000 
78 Automatic 0.150000 0.150000 0.500000 
79 Automatic 0.150000 0.150000 0.500000 
80 Automatic 0.150000 0.150000 0.500000 
81 Automatic 0.150000 0.150000 0.500000 
82 Automatic 0.150000 0.150000 0.500000 
83 Automatic 0.150000 0.150000 0.500000 
84 Automatic 0.150000 0.150000 0.500000 
85 Automatic 0.150000 0.150000 0.500000 
86 Automatic 0.150000 0.150000 0.500000 
87 Automatic 0.150000 0.150000 0.500000 
88 Automatic 0.150000 0.150000 0.500000 
89 Automatic 0.150000 0.150000 0.500000 
90 Automatic 0.150000 0.150000 0.500000 
91 Automatic 0.150000 0.150000 0.500000 

 
 

Table: Frame Output Station Assignments 
 

Frame StationType MinNumSta MaxStaSpcg AddAtElmIn
t 

AddAtPtLoa
d 

Text Text Unitless m Yes/No Yes/No 
1 MaxStaSpcg  0.50000 Yes Yes 
2 MaxStaSpcg  0.50000 Yes Yes 
3 MaxStaSpcg  0.50000 Yes Yes 
4 MaxStaSpcg  0.50000 Yes Yes 
5 MaxStaSpcg  0.50000 Yes Yes 
6 MaxStaSpcg  0.50000 Yes Yes 
7 MaxStaSpcg  0.50000 Yes Yes 
8 MaxStaSpcg  0.50000 Yes Yes 
9 MaxStaSpcg  0.50000 Yes Yes 

10 MaxStaSpcg  0.50000 Yes Yes 
11 MaxStaSpcg  0.50000 Yes Yes 
12 MaxStaSpcg  0.50000 Yes Yes 
13 MaxStaSpcg  0.50000 Yes Yes 
14 MaxStaSpcg  0.50000 Yes Yes 
15 MaxStaSpcg  0.50000 Yes Yes 
16 MaxStaSpcg  0.50000 Yes Yes 
17 MaxStaSpcg  0.50000 Yes Yes 
18 MaxStaSpcg  0.50000 Yes Yes 
19 MaxStaSpcg  0.50000 Yes Yes 
20 MaxStaSpcg  0.50000 Yes Yes 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

28/ 799 

 

Frame StationType MinNumSta MaxStaSpcg AddAtElmIn
t 

AddAtPtLoa
d 

Text Text Unitless m Yes/No Yes/No 
21 MaxStaSpcg  0.50000 Yes Yes 
22 MaxStaSpcg  0.50000 Yes Yes 
23 MaxStaSpcg  0.50000 Yes Yes 
24 MaxStaSpcg  0.50000 Yes Yes 
25 MaxStaSpcg  0.50000 Yes Yes 
26 MaxStaSpcg  0.50000 Yes Yes 
27 MaxStaSpcg  0.50000 Yes Yes 
28 MaxStaSpcg  0.50000 Yes Yes 
29 MaxStaSpcg  0.50000 Yes Yes 
30 MaxStaSpcg  0.50000 Yes Yes 
31 MaxStaSpcg  0.50000 Yes Yes 
32 MaxStaSpcg  0.50000 Yes Yes 
33 MinNumSta 3  Yes Yes 
34 MinNumSta 3  Yes Yes 
35 MinNumSta 3  Yes Yes 
36 MinNumSta 3  Yes Yes 
37 MinNumSta 3  Yes Yes 
38 MinNumSta 3  Yes Yes 
39 MinNumSta 3  Yes Yes 
40 MinNumSta 3  Yes Yes 
41 MinNumSta 3  Yes Yes 
42 MinNumSta 3  Yes Yes 
43 MinNumSta 3  Yes Yes 
44 MinNumSta 3  Yes Yes 
45 MinNumSta 3  Yes Yes 
46 MinNumSta 3  Yes Yes 
47 MinNumSta 3  Yes Yes 
48 MinNumSta 3  Yes Yes 
49 MinNumSta 3  Yes Yes 
50 MinNumSta 3  Yes Yes 
51 MinNumSta 3  Yes Yes 
52 MinNumSta 3  Yes Yes 
53 MinNumSta 3  Yes Yes 
54 MinNumSta 3  Yes Yes 
55 MinNumSta 3  Yes Yes 
56 MinNumSta 3  Yes Yes 
57 MinNumSta 3  Yes Yes 
58 MinNumSta 3  Yes Yes 
59 MinNumSta 3  Yes Yes 
60 MaxStaSpcg  0.50000 Yes Yes 
61 MaxStaSpcg  0.50000 Yes Yes 
62 MaxStaSpcg  0.50000 Yes Yes 
63 MaxStaSpcg  0.50000 Yes Yes 
64 MaxStaSpcg  0.50000 Yes Yes 
65 MaxStaSpcg  0.50000 Yes Yes 
66 MaxStaSpcg  0.50000 Yes Yes 
67 MaxStaSpcg  0.50000 Yes Yes 
68 MaxStaSpcg  0.50000 Yes Yes 
69 MaxStaSpcg  0.50000 Yes Yes 
70 MaxStaSpcg  0.50000 Yes Yes 
71 MaxStaSpcg  0.50000 Yes Yes 
72 MaxStaSpcg  0.50000 Yes Yes 
73 MaxStaSpcg  0.50000 Yes Yes 
74 MaxStaSpcg  0.50000 Yes Yes 
75 MaxStaSpcg  0.50000 Yes Yes 
76 MaxStaSpcg  0.50000 Yes Yes 
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Frame StationType MinNumSta MaxStaSpcg AddAtElmIn
t 

AddAtPtLoa
d 

Text Text Unitless m Yes/No Yes/No 
77 MaxStaSpcg  0.50000 Yes Yes 
78 MaxStaSpcg  0.50000 Yes Yes 
79 MaxStaSpcg  0.50000 Yes Yes 
80 MaxStaSpcg  0.50000 Yes Yes 
81 MaxStaSpcg  0.50000 Yes Yes 
82 MaxStaSpcg  0.50000 Yes Yes 
83 MaxStaSpcg  0.50000 Yes Yes 
84 MaxStaSpcg  0.50000 Yes Yes 
85 MaxStaSpcg  0.50000 Yes Yes 
86 MaxStaSpcg  0.50000 Yes Yes 
87 MaxStaSpcg  0.50000 Yes Yes 
88 MaxStaSpcg  0.50000 Yes Yes 
89 MaxStaSpcg  0.50000 Yes Yes 
90 MaxStaSpcg  0.50000 Yes Yes 
91 MaxStaSpcg  0.50000 Yes Yes 

 
 

Table: Frame Section Assignments 
 

Frame SectionType AutoSelect AnalSect DesignSect MatProp 
Text Text Text Text Text Text 

1 PC Conc I Girder N.A. 80x135 N.A. Default 
2 PC Conc I Girder N.A. 80x135 N.A. Default 
3 PC Conc I Girder N.A. 80x135 N.A. Default 
4 PC Conc I Girder N.A. 80x135 N.A. Default 
5 PC Conc I Girder N.A. 80x135 N.A. Default 
6 PC Conc I Girder N.A. 80x135 N.A. Default 
7 PC Conc I Girder N.A. 80x135 N.A. Default 
8 PC Conc I Girder N.A. 80x135 N.A. Default 
9 PC Conc I Girder N.A. 80x135 N.A. Default 

10 PC Conc I Girder N.A. 80x135 N.A. Default 
11 PC Conc I Girder N.A. 80x135 N.A. Default 
12 PC Conc I Girder N.A. 80x135 N.A. Default 
13 PC Conc I Girder N.A. 80x135 N.A. Default 
14 Rectangular N.A. 60X30 60X30 Default 
15 Rectangular N.A. 60X30 60X30 Default 
16 Rectangular N.A. 60X30 60X30 Default 
17 Rectangular N.A. 60X30 60X30 Default 
18 Rectangular N.A. 60X30 60X30 Default 
19 Rectangular N.A. 60X30 60X30 Default 
20 PC Conc I Girder N.A. 80x135 N.A. Default 
21 PC Conc I Girder N.A. 80x135 N.A. Default 
22 PC Conc I Girder N.A. 80x135 N.A. Default 
23 PC Conc I Girder N.A. 80x135 N.A. Default 
24 PC Conc I Girder N.A. 80x135 N.A. Default 
25 PC Conc I Girder N.A. 80x135 N.A. Default 
26 PC Conc I Girder N.A. 80x135 N.A. Default 
27 PC Conc I Girder N.A. 80x135 N.A. Default 
28 PC Conc I Girder N.A. 80x135 N.A. Default 
29 PC Conc I Girder N.A. 80x135 N.A. Default 
30 PC Conc I Girder N.A. 80x135 N.A. Default 
31 PC Conc I Girder N.A. 80x135 N.A. Default 
32 PC Conc I Girder N.A. 80x135 N.A. Default 
33 Rectangular N.A. 30X30 30X30 Default 
34 Rectangular N.A. 30X18 30X18 Default 
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Frame SectionType AutoSelect AnalSect DesignSect MatProp 
Text Text Text Text Text Text 
35 Rectangular N.A. 30X30 30X30 Default 
36 Rectangular N.A. 30X18 30X18 Default 
37 Rectangular N.A. 30X30 30X30 Default 
38 Rectangular N.A. 30X18 30X18 Default 
39 Rectangular N.A. 30X30 30X30 Default 
40 Rectangular N.A. 30X18 30X18 Default 
41 Rectangular N.A. 30X30 30X30 Default 
42 Rectangular N.A. 30X18 30X18 Default 
43 Rectangular N.A. 30X30 30X30 Default 
44 Rectangular N.A. 30X30 30X30 Default 
45 Rectangular N.A. 30X18 30X18 Default 
46 Rectangular N.A. 30X18 30X18 Default 
47 Rectangular N.A. 30X18 30X18 Default 
48 Rectangular N.A. 30X30 30X30 Default 
49 Rectangular N.A. 30X18 30X18 Default 
50 Rectangular N.A. 30X30 30X30 Default 
51 Rectangular N.A. 30X18 30X18 Default 
52 Rectangular N.A. 30X30 30X30 Default 
53 Rectangular N.A. 30X18 30X18 Default 
54 Rectangular N.A. 30X30 30X30 Default 
55 Rectangular N.A. 30X18 30X18 Default 
56 Rectangular N.A. 30X30 30X30 Default 
57 Rectangular N.A. 30X18 30X18 Default 
58 Rectangular N.A. 30X30 30X30 Default 
59 Rectangular N.A. 30X30 30X30 Default 
60 SD Section N.A. TR-BORDO N.A. Default 
61 SD Section N.A. TR-BORDO N.A. Default 
62 SD Section N.A. TR-BORDO N.A. Default 
63 SD Section N.A. TR-BORDO N.A. Default 
64 SD Section N.A. TR-BORDO N.A. Default 
65 SD Section N.A. TR-BORDO N.A. Default 
66 SD Section N.A. TR-BORDO N.A. Default 
67 SD Section N.A. TR-BORDO N.A. Default 
68 SD Section N.A. TR-BORDO N.A. Default 
69 SD Section N.A. TR-BORDO N.A. Default 
70 SD Section N.A. TR-BORDO N.A. Default 
71 SD Section N.A. TR-BORDO N.A. Default 
72 SD Section N.A. TR-BORDO N.A. Default 
73 PC Conc I Girder N.A. 24x80 N.A. Default 
74 PC Conc I Girder N.A. 24x80 N.A. Default 
75 PC Conc I Girder N.A. 24x80 N.A. Default 
76 PC Conc I Girder N.A. 24x80 N.A. Default 
77 PC Conc I Girder N.A. 24x80 N.A. Default 
78 PC Conc I Girder N.A. 24x80 N.A. Default 
79 SD Section N.A. TR-BORDO N.A. Default 
80 SD Section N.A. TR-BORDO N.A. Default 
81 SD Section N.A. TR-BORDO N.A. Default 
82 SD Section N.A. TR-BORDO N.A. Default 
83 SD Section N.A. TR-BORDO N.A. Default 
84 SD Section N.A. TR-BORDO N.A. Default 
85 SD Section N.A. TR-BORDO N.A. Default 
86 SD Section N.A. TR-BORDO N.A. Default 
87 SD Section N.A. TR-BORDO N.A. Default 
88 SD Section N.A. TR-BORDO N.A. Default 
89 SD Section N.A. TR-BORDO N.A. Default 
90 SD Section N.A. TR-BORDO N.A. Default 
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Frame SectionType AutoSelect AnalSect DesignSect MatProp 
Text Text Text Text Text Text 
91 SD Section N.A. TR-BORDO N.A. Default 

 
 

Table: Frame Section Properties 01 - General, Part 1 of 5 
 

SectionName Material Shape t3 t2 Area TorsConst 
Text Text Text m m m2 m4 

24x80 CONC PC Conc I Girder 0.800000 0.240000 0.127400 0.000236 
30X18 CONC Rectangular 0.180000 0.300000 0.054000 0.000365 
30X30 CONC Rectangular 0.300000 0.300000 0.090000 0.001141 
30X50 CONC Rectangular 0.500000 0.300000 0.150000 0.002817 
60X30 CONC Rectangular 0.300000 0.600000 0.180000 0.003708 
80x135 CONC PC Conc I Girder 1.350000 0.800000 0.643000 0.018857 

TR-BORDO CONC SD Section   1.812378 0.004515 

 
 

Table: Frame Section Properties 01 - General, Part 2 of 5 
 

SectionName I33 I22 AS2 AS3 S33 S22 Z33 
Text m4 m4 m2 m2 m3 m3 m3 

24x80 0.009428 0.000465 0.116605 0.063355 0.023570 0.003874 0.032172 
30X18 0.000146 0.000405 0.045000 0.045000 0.001620 0.002700 0.002430 
30X30 0.000675 0.000675 0.075000 0.075000 0.004500 0.004500 0.006750 
30X50 0.003125 0.001125 0.125000 0.125000 0.012500 0.007500 0.018750 
60X30 0.001350 0.005400 0.150000 0.150000 0.009000 0.018000 0.013500 
80x135 0.101799 0.020178 0.570715 0.442905 0.125534 0.050446 0.217418 

TR-BORDO 0.036900 0.129908 1.276920 1.156778 0.091396 0.292065 0.031545 

 
 

Table: Frame Section Properties 01 - General, Part 3 of 5 
 

SectionName Z22 R33 R22 ConcCol ConcBeam Color TotalWt 
Text m3 m m Yes/No Yes/No Text KN 

24x80 0.006321 0.272038 0.060404 No No Yellow 191.100 
30X18 0.004050 0.051962 0.086603 Yes No White 86.873 
30X30 0.006750 0.086603 0.086603 Yes No Gray8Dark 155.925 
30X50 0.011250 0.144338 0.086603 Yes No White 0.000 
60X30 0.027000 0.086603 0.173205 Yes No White 270.000 
80x135 0.091455 0.397893 0.177148 No No Gray8Dark 1044.875 

TR-BORDO 0.067688 0.142689 0.267728 No No Blue 1405.868 

 
 

Table: Frame Section Properties 01 - General, Part 4 of 5 
 

SectionName TotalMass FromFile AMod A2Mod A3Mod JMod I2Mod 
Text KN-s2/m Yes/No Unitless Unitless Unitless Unitless Unitless 

24x80 19.49 No 1.000000 1.000000 1.000000 1.000000 1.000000 
30X18 8.86 No 1.000000 1.000000 1.000000 1.000000 1.000000 
30X30 15.90 No 1.000000 1.000000 1.000000 1.000000 1.000000 
30X50 0.00 No 1.000000 1.000000 1.000000 1.000000 1.000000 
60X30 27.53 No 1.000000 1.000000 1.000000 1.000000 1.000000 
80x135 106.55 No 1.000000 1.000000 1.000000 1.000000 1.000000 

TR-BORDO 143.36 No 1.000000 1.000000 1.000000 1.000000 1.000000 
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Table: Frame Section Properties 01 - General, Part 5 of 5 
 

SectionName I3Mod MMod WMod GUID Notes 
Text Unitless Unitless Unitless Text Text 

24x80 1.000000 1.000000 1.000000  Added 16/10/2010 10.55.56 
30X18 1.000000 1.000000 1.000000  Added 16/10/2010 10.44.55 
30X30 1.000000 1.000000 1.000000  Added 16/10/2010 10.44.04 
30X50 1.000000 1.000000 1.000000  Added 18/10/2010 22.11.46 
60X30 1.000000 1.000000 1.000000  Added 16/10/2010 11.14.36 
80x135 1.000000 1.000000 1.000000  Added 16/10/2010 11.12.34 

TR-BORDO 1.000000 0.477356 0.477356  Added 16/10/2010 11.08.12 

 
 

Table: Frame Section Properties 02 - Concrete Column, Part 1 of 2 
 

SectionNam
e 

RebarMatL RebarMatC ReinfConfig LatReinf Cover NumBars3D
ir 

NumBars2D
ir 

BarSizeL 

Text Text Text Text Text m Unitless Unitless Text 
30X18 A615Gr60 A615Gr60 Rectangular Ties 0.040000 3 3 #9 
30X30 A615Gr60 A615Gr60 Rectangular Ties 0.040000 3 3 #9 
30X50 A615Gr60 A615Gr60 Rectangular Ties 0.040000 3 3 #9 
60X30 A615Gr60 A615Gr60 Rectangular Ties 0.040000 3 3 #9 

 
 

Table: Frame Section Properties 02 - Concrete Column, Part 2 of 2 
 

SectionNam
e 

BarSizeC SpacingC NumCBars2 NumCBars3 ReinfType 

Text Text m Unitless Unitless Text 
30X18 #4 0.150000 3 3 Design 
30X30 #4 0.150000 3 3 Design 
30X50 #4 0.150000 3 3 Design 
60X30 #4 0.150000 3 3 Design 

 
 

Table: Frame Section Properties 08 - PCC I Girder, Part 1 of 2 
 

SectionNam
e 

B1 B2 B3 B4 D1 D2 D3 D4 

Text m m m m m m m m 
24x80 0.240000 0.240000 0.070000 0.000000 0.800000 0.170000 0.080000 0.000000 
80x135 0.340000 0.800000 0.340000 0.000000 1.350000 0.100000 0.000000 0.000000 

 
 

Table: Frame Section Properties 08 - PCC I Girder, Part 2 of 2 
 

SectionNam
e 

D5 D6 

Text m m 
24x80 0.080000 0.170000 
80x135 0.000000 0.400000 

 
 

Table: Frame Spring Assignments 
 

Frame Type Stiffness SimpleType Dir1Type Dir 
Text Text KN/m/m Text Text Text 

1 Simple 8000.00 Tension and 
Compression 

Object Axes 2 
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Frame Type Stiffness SimpleType Dir1Type Dir 
Text Text KN/m/m Text Text Text 

2 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

3 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

4 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

22 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

23 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

24 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

25 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

12 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

13 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

20 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

21 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

5 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

6 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

26 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

27 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

7 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

8 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

28 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

29 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

9 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

10 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

30 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

31 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

11 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

32 Simple 8000.00 Tension and 
Compression 

Object Axes 2 

 
 

Table: Function - Plot Functions 
 

PlotFunc Type DistType Component Mode 
Text Text Text Text Text 

Input Energy Energy  Input All 
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Table: Function - Power Spectral Density - User 
 

Name Frequency Value 
Text Cyc/sec Unitless 

UNIFPSD 0.0000E+00 1.000000 
UNIFPSD 1.0000E+00 1.000000 

 
 

Table: Function - Response Spectrum - From File, Part 1 of 2 
 

Name Period Accel FuncDamp HeaderLine
s 

DataType 

Text Sec Unitless Unitless Unitless Text 
SP-DM96 0.000000 1.000000 0.050000 0 Period vs Accel 
SP-DM96 0.800000 1.000000    
SP-DM96 1.000000 0.862000    
SP-DM96 1.100000 0.808900    
SP-DM96 1.200000 0.763340    
SP-DM96 1.300000 0.723700    
SP-DM96 1.400000 0.688790    
SP-DM96 1.500000 0.657800    
SP-DM96 1.600000 0.630130    
SP-DM96 1.700000 0.605200    
SP-DM96 1.800000 0.582040    
SP-DM96 1.900000 0.561900    
SP-DM96 2.000000 0.543030    
SP-DM96 2.100000 0.525600    
SP-DM96 2.200000 0.509600    
SP-DM96 2.300000 0.494700    
SP-DM96 2.400000 0.480870    
SP-DM96 2.500000 0.468000    
SP-DM96 2.600000 0.455890    
SP-DM96 2.700000 0.444600    
SP-DM96 2.800000 0.433910    
SP-DM96 2.900000 0.423900    
SP-DM96 3.000000 0.414410    
SP-DM96 3.100000 0.405400    
SP-DM96 3.200000 0.396950    
SP-DM96 3.400000 0.381230    
SP-DM96 3.600000 0.366980    
SP-DM96 3.800000 0.353980    
SP-DM96 4.000000 0.342080    
SP-DM96 4.200000 0.331140    
SP-DM96 4.400000 0.321020    
SP-DM96 4.600000 0.311650    
SP-DM96 4.800000 0.302930    
SP-DM96 5.000000 0.294800    
SP-DM96 5.200000 0.287190    
SP-DM96 5.400000 0.280060    
SP-DM96 5.600000 0.273350    
SP-DM96 5.800000 0.267030    
SP-DM96 6.000000 0.261060    
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Table: Function - Response Spectrum - From File, Part 2 of 2 
 

Name FileName 
Text Text 

SP-DM96 d:\progetti\052__garo1\_w\calcoli\fa0
5\spettroit.txt 

SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  
SP-DM96  

 
 

Table: Function - Steady State - User 
 

Name Frequency Value 
Text Cyc/sec Unitless 

UNIFSS 0.0000E+00 1.000000 
UNIFSS 1.0000E+00 1.000000 
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Table: Function - Time History - User 
 

Name Time Value 
Text Sec Unitless 

RAMPTH 0.0000 0.000000 
RAMPTH 1.0000 1.000000 
RAMPTH 4.0000 1.000000 
UNIFTH 0.0000 1.000000 
UNIFTH 1.0000 1.000000 

 
 

Table: Grid Lines, Part 1 of 2 
 

CoordSys AxisDir GridID XRYZCoord LineType LineColor Visible BubbleLoc 
Text Text Text m Text Text Yes/No Text 

GLOBAL X x1 -5.00000 Primary Gray8Dark Yes End 
GLOBAL X x2 -2.50000 Primary Gray8Dark Yes End 
GLOBAL X x3 0.00000 Primary Gray8Dark Yes End 
GLOBAL X x4 2.50000 Primary Gray8Dark Yes End 
GLOBAL X x5 5.00000 Primary Gray8Dark Yes End 
GLOBAL Y y1 -5.00000 Primary Gray8Dark Yes Start 
GLOBAL Y y2 -2.50000 Primary Gray8Dark Yes Start 
GLOBAL Y y3 0.00000 Primary Gray8Dark Yes Start 
GLOBAL Y y4 2.50000 Primary Gray8Dark Yes Start 
GLOBAL Y y5 5.00000 Primary Gray8Dark Yes Start 
GLOBAL Z z1 0.00000 Primary Gray8Dark Yes End 
GLOBAL Z z2 4.95000 Primary Gray8Dark Yes End 

 
 

Table: Grid Lines, Part 2 of 2 
 

CoordSys AllVisible BubbleSize 
Text Yes/No m 

GLOBAL Yes 1.250000 
GLOBAL   
GLOBAL   
GLOBAL   
GLOBAL   
GLOBAL   
GLOBAL   
GLOBAL   
GLOBAL   
GLOBAL   
GLOBAL   
GLOBAL   

 
 

Table: Groups 1 - Definitions, Part 1 of 2 
 

GroupName Selection SectionCut Steel Concrete Aluminum ColdFormed Stage 
Text Yes/No Yes/No Yes/No Yes/No Yes/No Yes/No Yes/No 
ALL Yes Yes Yes Yes Yes Yes Yes 
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Table: Groups 1 - Definitions, Part 2 of 2 
 

GroupName Bridge AutoSeismi
c 

AutoWind MassWeight 

Text Yes/No Yes/No Yes/No Yes/No 
ALL Yes No No Yes 

 
 

Table: Groups 3 - Masses and Weights 
 

GroupName SelfMass SelfWeight TotalMassX TotalMassY TotalMassZ 
Text KN-s2/m KN KN-s2/m KN-s2/m KN-s2/m 
ALL 321.68 3154.641 338.26 338.26 338.26 

 
 

Table: Joint Coordinates, Part 1 of 2 
 

Joint CoordSys CoordType XorR Y Z SpecialJt GlobalX 
Text Text Text m m m Yes/No m 

1 GLOBAL Cartesian 0.00000 0.00000 0.00000 No 0.00000 
2 GLOBAL Cartesian 2.50000 0.00000 0.00000 No 2.50000 
3 GLOBAL Cartesian 5.00000 0.00000 0.00000 No 5.00000 
4 GLOBAL Cartesian 7.50000 0.00000 0.00000 No 7.50000 
5 GLOBAL Cartesian 10.00000 0.00000 0.00000 No 10.00000 
6 GLOBAL Cartesian 12.50000 0.00000 0.00000 No 12.50000 
7 GLOBAL Cartesian 15.00000 0.00000 0.00000 No 15.00000 
8 GLOBAL Cartesian 17.50000 0.00000 0.00000 No 17.50000 
9 GLOBAL Cartesian 20.00000 0.00000 0.00000 No 20.00000 

10 GLOBAL Cartesian 22.50000 0.00000 0.00000 No 22.50000 
11 GLOBAL Cartesian 25.00000 0.00000 0.00000 No 25.00000 
12 GLOBAL Cartesian 27.50000 0.00000 0.00000 No 27.50000 
13 GLOBAL Cartesian 27.50000 2.50000 0.00000 No 27.50000 
14 GLOBAL Cartesian 27.50000 5.00000 0.00000 No 27.50000 
15 GLOBAL Cartesian 27.50000 7.50000 0.00000 No 27.50000 
16 GLOBAL Cartesian 0.00000 10.00000 0.00000 No 0.00000 
17 GLOBAL Cartesian 2.50000 10.00000 0.00000 No 2.50000 
18 GLOBAL Cartesian 5.00000 10.00000 0.00000 No 5.00000 
19 GLOBAL Cartesian 7.50000 10.00000 0.00000 No 7.50000 
20 GLOBAL Cartesian 10.00000 10.00000 0.00000 No 10.00000 
21 GLOBAL Cartesian 12.50000 10.00000 0.00000 No 12.50000 
22 GLOBAL Cartesian 15.00000 10.00000 0.00000 No 15.00000 
23 GLOBAL Cartesian 17.50000 10.00000 0.00000 No 17.50000 
24 GLOBAL Cartesian 20.00000 10.00000 0.00000 No 20.00000 
25 GLOBAL Cartesian 22.50000 10.00000 0.00000 No 22.50000 
26 GLOBAL Cartesian 25.00000 10.00000 0.00000 No 25.00000 
27 GLOBAL Cartesian 27.50000 10.00000 0.00000 No 27.50000 
28 GLOBAL Cartesian 0.00000 0.00000 4.95000 No 0.00000 
29 GLOBAL Cartesian 2.50000 0.00000 4.95000 No 2.50000 
30 GLOBAL Cartesian 5.00000 0.00000 4.95000 No 5.00000 
31 GLOBAL Cartesian 7.50000 0.00000 4.95000 No 7.50000 
32 GLOBAL Cartesian 10.00000 0.00000 4.95000 No 10.00000 
33 GLOBAL Cartesian 12.50000 0.00000 4.95000 No 12.50000 
34 GLOBAL Cartesian 15.00000 0.00000 4.95000 No 15.00000 
35 GLOBAL Cartesian 17.50000 0.00000 4.95000 No 17.50000 
36 GLOBAL Cartesian 20.00000 0.00000 4.95000 No 20.00000 
37 GLOBAL Cartesian 22.50000 0.00000 4.95000 No 22.50000 
38 GLOBAL Cartesian 25.00000 0.00000 4.95000 No 25.00000 
39 GLOBAL Cartesian 27.50000 0.00000 4.95000 No 27.50000 
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Joint CoordSys CoordType XorR Y Z SpecialJt GlobalX 
Text Text Text m m m Yes/No m 
40 GLOBAL Cartesian 27.50000 2.50000 4.95000 No 27.50000 
41 GLOBAL Cartesian 27.50000 5.00000 4.95000 No 27.50000 
42 GLOBAL Cartesian 27.50000 7.50000 4.95000 No 27.50000 
43 GLOBAL Cartesian 0.00000 10.00000 4.95000 No 0.00000 
44 GLOBAL Cartesian 2.50000 10.00000 4.95000 No 2.50000 
45 GLOBAL Cartesian 5.00000 10.00000 4.95000 No 5.00000 
46 GLOBAL Cartesian 7.50000 10.00000 4.95000 No 7.50000 
47 GLOBAL Cartesian 10.00000 10.00000 4.95000 No 10.00000 
48 GLOBAL Cartesian 12.50000 10.00000 4.95000 No 12.50000 
49 GLOBAL Cartesian 15.00000 10.00000 4.95000 No 15.00000 
50 GLOBAL Cartesian 17.50000 10.00000 4.95000 No 17.50000 
51 GLOBAL Cartesian 20.00000 10.00000 4.95000 No 20.00000 
52 GLOBAL Cartesian 22.50000 10.00000 4.95000 No 22.50000 
53 GLOBAL Cartesian 25.00000 10.00000 4.95000 No 25.00000 
54 GLOBAL Cartesian 27.50000 10.00000 4.95000 No 27.50000 

 
 

Table: Joint Coordinates, Part 2 of 2 
 

Joint GlobalY GlobalZ GUID 
Text m m Text 

1 0.00000 0.00000  
2 0.00000 0.00000  
3 0.00000 0.00000  
4 0.00000 0.00000  
5 0.00000 0.00000  
6 0.00000 0.00000  
7 0.00000 0.00000  
8 0.00000 0.00000  
9 0.00000 0.00000  

10 0.00000 0.00000  
11 0.00000 0.00000  
12 0.00000 0.00000  
13 2.50000 0.00000  
14 5.00000 0.00000  
15 7.50000 0.00000  
16 10.00000 0.00000  
17 10.00000 0.00000  
18 10.00000 0.00000  
19 10.00000 0.00000  
20 10.00000 0.00000  
21 10.00000 0.00000  
22 10.00000 0.00000  
23 10.00000 0.00000  
24 10.00000 0.00000  
25 10.00000 0.00000  
26 10.00000 0.00000  
27 10.00000 0.00000  
28 0.00000 4.95000  
29 0.00000 4.95000  
30 0.00000 4.95000  
31 0.00000 4.95000  
32 0.00000 4.95000  
33 0.00000 4.95000  
34 0.00000 4.95000  
35 0.00000 4.95000  
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Joint GlobalY GlobalZ GUID 
Text m m Text 
36 0.00000 4.95000  
37 0.00000 4.95000  
38 0.00000 4.95000  
39 0.00000 4.95000  
40 2.50000 4.95000  
41 5.00000 4.95000  
42 7.50000 4.95000  
43 10.00000 4.95000  
44 10.00000 4.95000  
45 10.00000 4.95000  
46 10.00000 4.95000  
47 10.00000 4.95000  
48 10.00000 4.95000  
49 10.00000 4.95000  
50 10.00000 4.95000  
51 10.00000 4.95000  
52 10.00000 4.95000  
53 10.00000 4.95000  
54 10.00000 4.95000  

 
 

Table: Joint Pattern Definitions 
 

Pattern 
Text 

DEFAULT 

 
 

Table: Joint Restraint Assignments 
 

Joint U1 U2 U3 R1 R2 R3 
Text Yes/No Yes/No Yes/No Yes/No Yes/No Yes/No 

1 Yes Yes No Yes Yes No 
2 Yes Yes No Yes Yes No 
3 Yes Yes No Yes Yes No 
4 Yes Yes No Yes Yes No 
5 Yes Yes No Yes Yes No 
6 Yes Yes No Yes Yes No 
7 Yes Yes No Yes Yes No 
8 Yes Yes No Yes Yes No 
9 Yes Yes No Yes Yes No 

10 Yes Yes No Yes Yes No 
11 Yes Yes No Yes Yes No 
12 Yes Yes No Yes Yes No 
13 Yes Yes No Yes Yes No 
14 Yes Yes No Yes Yes No 
15 Yes Yes No Yes Yes No 
16 Yes Yes No Yes Yes No 
17 Yes Yes No Yes Yes No 
18 Yes Yes No Yes Yes No 
19 Yes Yes No Yes Yes No 
20 Yes Yes No Yes Yes No 
21 Yes Yes No Yes Yes No 
22 Yes Yes No Yes Yes No 
23 Yes Yes No Yes Yes No 
24 Yes Yes No Yes Yes No 
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Joint U1 U2 U3 R1 R2 R3 
Text Yes/No Yes/No Yes/No Yes/No Yes/No Yes/No 
25 Yes Yes No Yes Yes No 
26 Yes Yes No Yes Yes No 
27 Yes Yes No Yes Yes No 

 
 

Table: Load Case Definitions 
 

LoadCase DesignType SelfWtMult AutoLoad GUID Notes 
Text Text Unitless Text Text Text 
PP DEAD 1.000000    

PERM DEAD 0.000000    
NEVE LIVE 0.000000    

VENTOX WIND 0.000000 None   
VENTOY WIND 0.000000 None   

TERM DEAD 0.000000    

 
 

Table: Masses 1 - Mass Source 
 

MassFrom LoadCase Multiplier 
Text Text Unitless 
All PERM 1.000000 
All NEVE 0.330000 

 
 

Table: Material List 1 - By Object Type 
 

ObjectType Material TotalWeight NumPieces 
Text Text KN Unitless 

Frame CONC 3154.641 91 

 
 

Table: Material List 2 - By Section Property 
 

Section ObjectType NumPieces TotalLength TotalWeight 
Text Text Unitless m KN 

30X30 Frame 14 69.30000 155.925 
30X18 Frame 13 64.35000 86.873 
24x80 Frame 6 60.00000 191.100 

TR-BORDO Frame 26 65.00000 1405.868 
80x135 Frame 26 65.00000 1044.875 
60X30 Frame 6 60.00000 270.000 

 
 

Table: Material Properties 01 - General, Part 1 of 2 
 

Material Type SymType TempDepen
d 

Color GUID 

Text Text Text Yes/No Text Text 
A615Gr60 Rebar Uniaxial No White  
A992Fy50 Steel Isotropic No White  

CONC Concrete Isotropic No Blue  
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Table: Material Properties 01 - General, Part 2 of 2 
 

Material Notes 
Text Text 

A615Gr60 ASTM A615 Grade 60 added 
16/10/2010 10.44.04 

A992Fy50 ASTM A992 Fy=50 ksi added 
16/10/2010 10.24.41 

CONC ASTM A36 added 16/10/2010 
10.42.08 

 
 

Table: Material Properties 02 - Basic Mechanical Properties 
 

Material UnitWeight UnitMass E1 G12 U12 A1 
Text KN/m3 KN-s2/m4 KN/m2 KN/m2 Unitless 1/C 

A615Gr60 7.6973E+01 7.8490E+00 199947978.8   1.1700E-05 
A992Fy50 7.6973E+01 7.8490E+00 199947978.8 76903068.77 0.300000 1.1700E-05 

CONC 2.5000E+01 2.5493E+00 31000000.00 11923076.92 0.300000 1.0000E-05 

 
 

Table: Material Properties 03a - Steel Data, Part 1 of 2 
 

Material Fy Fu EffFy EffFu SSCurveOpt SSHysType SHard SMax 
Text KN/m2 KN/m2 KN/m2 KN/m2 Text Text Unitless Unitless 

A992Fy50 344737.89 448159.26 379211.68 492975.19 Simple Kinematic 0.015000 0.110000 

 
 

Table: Material Properties 03a - Steel Data, Part 2 of 2 
 

Material SRup 
Text Unitless 

A992Fy50 0.170000 

 
 

Table: Material Properties 03b - Concrete Data 
 

Material Fc LtWtConc SSCurveOpt SSHysType SFc SCap FAngle DAngle 
Text KN/m2 Yes/No Text Text Unitless Unitless Degrees Degrees 

CONC 20684.27 No Simple Kinematic 0.002000 0.005000 0.000 0.000 

 
 

Table: Material Properties 03e - Rebar Data, Part 1 of 2 
 

Material Fy Fu EffFy EffFu SSCurveOpt SSHysType SHard SCap 
Text KN/m2 KN/m2 KN/m2 KN/m2 Text Text Unitless Unitless 

A615Gr60 413685.47 620528.21 455054.02 682581.03 Simple Kinematic 0.010000 0.090000 

 
 

Table: Material Properties 03e - Rebar Data, Part 2 of 2 
 

Material UseCTDef 
Text Yes/No 

A615Gr60 No 
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Table: Material Properties 06 - Damping Parameters 
 

Material ModalRatio VisMass VisStiff HysMass HysStiff 
Text Unitless 1/Sec Sec 1/Sec2 Unitless 

A615Gr60 0.0000 0.0000 0.0000 0.0000 0.000000 
A992Fy50 0.0000 0.0000 0.0000 0.0000 0.000000 

CONC 0.0000 0.0000 0.0000 0.0000 0.000000 

 
 

Table: Options - Colors - Display, Part 1 of 4 
 

DeviceType Points LinesFrame LinesFrmEx
t 

LinesCable LinesTendo
n 

SpringLinks Restraints 

Text Text Text Text Text Text Text Text 
Screen Black 7303023 White Green Green Green 9408399 
Printer Gray8Dark Black Gray4 Black Black Gray8Dark Gray8Dark 

Color Printer Black 7303023 White Green Green Green 9408399 

 
 

Table: Options - Colors - Display, Part 2 of 4 
 

Releases Axes Text ShadowLine
s 

GuideLines Highlight Selection AreaFillBot AreaFillTop 

Text Text Text Text Text Text Text Text Text 
Green Cyan Black Gray8Dark 10461087 Red 10504778 16634568 14277119 
Gray4 Black Black Gray4 Gray4 Black Black Gray4 Gray8Dark 
Green Cyan Black Gray8Dark 10461087 Red 10504778 16634568 14277119 

 
 

Table: Options - Colors - Display, Part 3 of 4 
 

AreaFillSd AreaEdge SolidF1 SolidF2 SolidF3 SolidF4 SolidF5 SolidF6 SolidEdge 
Text Text Text Text Text Text Text Text Text 

16634568 7303023 10122991 16756912 11599795 12713983 White 16777128 7303023 
Gray4 Black Gray1Light Gray2 Gray3 Gray4 Gray5 Gray6 Black 

16634568 7303023 10122991 16756912 11599795 12713983 White 16777128 7303023 

 
 

Table: Options - Colors - Display, Part 4 of 4 
 

Floor Background BGLowLeft BGLowRigh
t 

BGUpRight Darkness 

Text Text Text Text Text Unitless 
10461087 White White 14671839 White 0.500000 

Gray4 White White White White 0.500000 
10461087 White White 14671839 White 0.500000 

 
 

Table: Options - Colors - Output, Part 1 of 4 
 

DeviceType Contour1 Contour2 Contour3 Contour4 Contour5 Contour6 Contour7 
Text Text Text Text Text Text Text Text 

Screen 13107400 6553828 Red 16639 Orange 43775 54527 
Printer Black 3158064 4210752 5263440 6316128 7368816 Gray8Dark 

Color Printer 13107400 6553828 Red 16639 Orange 43775 54527 
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Table: Options - Colors - Output, Part 2 of 4 
 

Contour8 Contour9 Contour10 Contour11 Contour12 Contour13 Contour14 Contour15 Transpare 
Text Text Text Text Text Text Text Text Unitless 

Yellow 65408 Green 8453888 Cyan 16755200 16733440 Blue 0.500000 
Gray7 Gray6 Gray5 Gray4 Gray3 Gray2 Gray1Light White 0.000000 
Yellow 65408 Green 8453888 Cyan 16755200 16733440 Blue 0.500000 

 
 

Table: Options - Colors - Output, Part 3 of 4 
 

Ratio1 Ratio2 Ratio3 Ratio4 Ratio5 RatioNotD RatioNotC RatioVal1 RatioVal2 
Text Text Text Text Text Text Text Unitless Unitless 
Cyan Green Yellow Orange Red Gray4 Red 0.500000 0.700000 
Gray2 Gray4 Gray8Dark 4210752 Black Gray4 Black 0.500000 0.700000 
Cyan Green Yellow Orange Red Gray4 Red 0.500000 0.700000 

 
 

Table: Options - Colors - Output, Part 4 of 4 
 

RatioVal3 RatioVal4 DFillPos DFillNeg DFillRPos DFillRNeg 
Unitless Unitless Text Text Text Text 

0.900000 1.000000 Yellow Red Blue Cyan 
0.900000 1.000000 Gray8Dark Gray8Dark 4210752 4210752 
0.900000 1.000000 Red Red Blue Blue 

 
 

Table: Preferences - Aluminum Design - AA-ASD 2000 
 

THDesign FrameType SRatioLimit MaxIter LatFact UseLatFact Bridge 
Text Text Unitless Unitless Unitless Yes/No Yes/No 

Envelopes Moment 
Frame 

1.000000 1 1.333333 No No 

 
 

Table: Preferences - Cold Formed Design - AISI-ASD96, Part 1 of 2 
 

THDesign FrameType SRatioLimit MaxIter OmegaBS OmegaBUS OmegaBLT
B 

OmegaVS OmegaVNS 

Text Text Unitless Unitless Unitless Unitless Unitless Unitless Unitless 
Envelopes Braced 

Frame 
1.000000 1 1.670000 1.670000 1.670000 1.670000 1.500000 

 
 

Table: Preferences - Cold Formed Design - AISI-ASD96, Part 2 of 2 
 

OmegaT OmegaC 
Unitless Unitless 

1.670000 1.800000 

 
 

Table: Preferences - Dimensional, Part 1 of 2 
 

MergeTol FineGrid Nudge SelectTol SnapTol SLineThick PLineThick MaxFont MinFont 
m m m Unitless Unitless Unitless Unitless Unitless Unitless 

0.001000 0.250000 0.250000 3 12 1 4 8 3 
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Table: Preferences - Dimensional, Part 2 of 2 
 

AutoZoom ShrinkFact TextFileLen 
Unitless Unitless Unitless 

10 70 240 

 
 

Table: Preferences - Steel Design - AISC-LRFD93, Part 1 of 2 
 

THDesign FrameType PatLLF SRatioLimit MaxIter PhiB PhiC PhiT PhiV 
Text Text Unitless Unitless Unitless Unitless Unitless Unitless Unitless 

Envelopes Moment 
Frame 

0.750000 0.950000 1 0.900000 0.850000 0.900000 0.900000 

 
 

Table: Preferences - Steel Design - AISC-LRFD93, Part 2 of 2 
 

PhiCA CheckDefl DLRat SDLAndLLR
at 

LLRat TotalRat NetRat 

Unitless Yes/No Unitless Unitless Unitless Unitless Unitless 
0.900000 No 120.000000 120.000000 360.000000 240.000000 240.000000 

 
 

Table: Program Control, Part 1 of 2 
 

ProgramNa
me 

Version ProgLevel LicenseOS LicenseSC LicenseBR LicenseHT CurrUnits 

Text Text Text Yes/No Yes/No Yes/No Yes/No Text 
SAP2000 11.0.0 Advanced No No No No KN, m, C 

 
 

Table: Program Control, Part 2 of 2 
 

SteelCode ConcCode AlumCode ColdCode RegenHinge 
Text Text Text Text Yes/No 

AISC-LRFD93 ACI 318-05/IBC2003 AA-ASD 2000 AISI-ASD96 Yes 

 
 

Table: Project Information 
 

Item Data 
Text Text 

Company Name  
Client Name  

Project Name  
Project Number  

Model Name  
Model Description  
Revision Number  

Frame Type  
Engineer  
Checker  

Supervisor  
Issue Code  

Design Code  
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Table: Rebar Sizes 
 

RebarID Area Diameter 
Text m2 m 
#2 0.000032 0.006350 
#3 0.000071 0.009525 
#4 0.000129 0.012700 
#5 0.000200 0.015875 
#6 0.000284 0.019050 
#7 0.000387 0.022225 
#8 0.000510 0.025400 
#9 0.000645 0.028651 
#10 0.000819 0.032258 
#11 0.001006 0.035814 
#14 0.001452 0.043002 
#18 0.002581 0.057328 
10M 0.000100 0.011300 
15M 0.000200 0.016000 
20M 0.000300 0.019500 
25M 0.000500 0.025200 
30M 0.000700 0.029900 
35M 0.001000 0.035700 
45M 0.001500 0.043700 
55M 0.002500 0.056400 
6d 0.000028 0.006000 
8d 0.000050 0.008000 
10d 0.000079 0.010000 
12d 0.000113 0.012000 
14d 0.000154 0.014000 
16d 0.000201 0.016000 
20d 0.000314 0.020000 
25d 0.000491 0.025000 
26d 0.000531 0.026000 
28d 0.000616 0.028000 

 
 

Table: Section Designer Properties 01 - General, Part 1 of 4 
 

SectionName DesignType DsgnOrChc
k 

BaseMat nTotalShp nIWideFlng nChannel 

Text Text Text Text Unitless Unitless Unitless 
TR-BORDO No Check/Design Check CONC 1 0 0 

 
 

Table: Section Designer Properties 01 - General, Part 2 of 4 
 

SectionName nTee nAngle nDblAngle nBoxTube nPipe nPlate nSolidRect 
Text Unitless Unitless Unitless Unitless Unitless Unitless Unitless 

TR-BORDO 0 0 0 0 0 0 0 

 
 

Table: Section Designer Properties 01 - General, Part 3 of 4 
 

SectionName nSolidCirc nSolidSeg nSolidSect nPolygon nReinfSing nReinfLine nReinfRect 
Text Unitless Unitless Unitless Unitless Unitless Unitless Unitless 

TR-BORDO 0 0 0 1 0 0 0 
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Table: Section Designer Properties 01 - General, Part 4 of 4 
 

SectionName nReinfCirc nRefLine nRefCirc nCaltransSq nCaltransCr nCaltransHx nCaltransOc 
Text Unitless Unitless Unitless Unitless Unitless Unitless Unitless 

TR-BORDO 0 0 0 0 0 0 0 

 
 

Table: Section Designer Properties 16 - Shape Polygon 
 

SectionName ShapeNum X Y Radius ShapeMat FillColor Reinforcing 
Text Unitless m m m Text Text Yes/No 

TR-BORDO 1 6.939E-18 0.345455 0.000000 A615Gr60 Gray4 No 
TR-BORDO 1 -0.381818 0.345455 0.000000    
TR-BORDO 1 -0.381818 0.200000 0.000000    
TR-BORDO 1 -0.690909 0.200000 0.000000    
TR-BORDO 1 -0.690909 0.600000 0.000000    
TR-BORDO 1 -0.836364 0.600000 0.000000    
TR-BORDO 1 -0.836364 0.000000 0.000000    
TR-BORDO 1 6.939E-18 0.000000 0.000000    



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

47/ 799 

 

2 OUTPUT 
SAP2000 v11.0.0    10/19/10 20.43.54 
 
Table: Assembled Joint Masses 
 
       Joint          U1          U2          U3          R1          R2          R3 
        Text     KN-s2/m     KN-s2/m     KN-s2/m     KN-m-s2     KN-m-s2     KN-m-s2 
 
           1        3.42        3.42        3.42      0.0000      0.0000      0.0000 
           2        1.45        1.45        1.45      0.0000      0.0000      0.0000 
           3        3.97        3.97        3.97      0.0000      0.0000      0.0000 
           4        1.45        1.45        1.45      0.0000      0.0000      0.0000 
           5        3.97        3.97        3.97      0.0000      0.0000      0.0000 
           6        1.45        1.45        1.45      0.0000      0.0000      0.0000 
           7        3.97        3.97        3.97      0.0000      0.0000      0.0000 
           8        1.45        1.45        1.45      0.0000      0.0000      0.0000 
           9        3.97        3.97        3.97      0.0000      0.0000      0.0000 
          10        1.45        1.45        1.45      0.0000      0.0000      0.0000 
          11        3.97        3.97        3.97      0.0000      0.0000      0.0000 
          12        1.68        1.68        1.68      0.0000      0.0000      0.0000 
          13        1.45        1.45        1.45      0.0000      0.0000      0.0000 
          14        1.45        1.45        1.45      0.0000      0.0000      0.0000 
          15        1.45        1.45        1.45      0.0000      0.0000      0.0000 
          16        3.42        3.42        3.42      0.0000      0.0000      0.0000 
          17        1.45        1.45        1.45      0.0000      0.0000      0.0000 
          18        3.97        3.97        3.97      0.0000      0.0000      0.0000 
          19        1.45        1.45        1.45      0.0000      0.0000      0.0000 
          20        3.97        3.97        3.97      0.0000      0.0000      0.0000 
          21        1.45        1.45        1.45      0.0000      0.0000      0.0000 
          22        3.97        3.97        3.97      0.0000      0.0000      0.0000 
          23        1.45        1.45        1.45      0.0000      0.0000      0.0000 
          24        3.97        3.97        3.97      0.0000      0.0000      0.0000 
          25        1.45        1.45        1.45      0.0000      0.0000      0.0000 
          26        3.97        3.97        3.97      0.0000      0.0000      0.0000 
          27        1.68        1.68        1.68      0.0000      0.0000      0.0000 
          28        8.24        8.24        8.24      0.0000      0.0000      0.0000 
          29        6.49        6.49        6.49      0.0000      0.0000      0.0000 
          30       14.28       14.28       14.28      0.0000      0.0000      0.0000 
          31        6.49        6.49        6.49      0.0000      0.0000      0.0000 
          32       14.28       14.28       14.28      0.0000      0.0000      0.0000 
          33        6.49        6.49        6.49      0.0000      0.0000      0.0000 
          34       14.28       14.28       14.28      0.0000      0.0000      0.0000 
          35        6.49        6.49        6.49      0.0000      0.0000      0.0000 
          36       14.28       14.28       14.28      0.0000      0.0000      0.0000 
          37        6.49        6.49        6.49      0.0000      0.0000      0.0000 
          38       12.80       12.80       12.80      0.0000      0.0000      0.0000 
          39        7.09        7.09        7.09      0.0000      0.0000      0.0000 
          40        7.23        7.23        7.23      0.0000      0.0000      0.0000 
          41        7.23        7.23        7.23      0.0000      0.0000      0.0000 
          42        7.23        7.23        7.23      0.0000      0.0000      0.0000 
          43        8.24        8.24        8.24      0.0000      0.0000      0.0000 
          44        6.49        6.49        6.49      0.0000      0.0000      0.0000 
          45       14.28       14.28       14.28      0.0000      0.0000      0.0000 
          46        6.49        6.49        6.49      0.0000      0.0000      0.0000 
          47       14.28       14.28       14.28      0.0000      0.0000      0.0000 
          48        6.49        6.49        6.49      0.0000      0.0000      0.0000 
          49       14.28       14.28       14.28      0.0000      0.0000      0.0000 
          50        6.49        6.49        6.49      0.0000      0.0000      0.0000 
          51       14.28       14.28       14.28      0.0000      0.0000      0.0000 
          52        6.49        6.49        6.49      0.0000      0.0000      0.0000 
          53       12.80       12.80       12.80      0.0000      0.0000      0.0000 
          54        7.09        7.09        7.09      0.0000      0.0000      0.0000 
          ~1        1.06        1.06        1.06      0.0000      0.0000      0.0000 
          ~2        1.07        1.07        1.07      0.0000      0.0000      0.0000 
          ~3        1.07        1.07        1.07      0.0000      0.0000      0.0000 
          ~4        1.06        1.06        1.06      0.0000      0.0000      0.0000 
          ~5        1.06        1.06        1.06      0.0000      0.0000      0.0000 
          ~6        1.07        1.07        1.07      0.0000      0.0000      0.0000 
          ~7        1.07        1.07        1.07      0.0000      0.0000      0.0000 
          ~8        1.06        1.06        1.06      0.0000      0.0000      0.0000 
          ~9        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~10        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~11        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~12        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~13        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~14        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~15        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~16        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~17        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~18        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~19        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~20        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~21        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~22        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~23        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~24        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~25        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~26        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~27        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~28        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~29        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~30        1.07        1.07        1.07      0.0000      0.0000      0.0000 
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         ~31        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~32        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~33        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~34        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~35        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~36        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~37        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~38        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~39        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~40        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~41        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~42        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~43        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~44        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~45        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~46        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~47        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~48        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~49        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~50        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~51        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~52        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~53        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~54        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~55        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~56        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~57        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~58        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~59        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~60        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~61        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~62        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~63        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~64        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~65        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~66        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~67        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~68        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~69        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~70        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~71        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~72        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~73        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~74        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~75        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~76        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~77        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~78        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~79        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~80        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~81        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~82        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~83        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~84        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~85        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~86        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~87        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~88        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~89        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~90        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~91        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~92        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~93        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~94        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~95        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~96        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~97        1.06        1.06        1.06      0.0000      0.0000      0.0000 
         ~98        1.07        1.07        1.07      0.0000      0.0000      0.0000 
         ~99        1.07        1.07        1.07      0.0000      0.0000      0.0000 
        ~100        1.06        1.06        1.06      0.0000      0.0000      0.0000 
        ~101        1.06        1.06        1.06      0.0000      0.0000      0.0000 
        ~102        1.07        1.07        1.07      0.0000      0.0000      0.0000 
        ~103        1.07        1.07        1.07      0.0000      0.0000      0.0000 
        ~104        1.06        1.06        1.06      0.0000      0.0000      0.0000 
 
 
Table: Base Reactions, Part 1 of 3 
 
  OutputCase    CaseType    StepType    GlobalFX    GlobalFY    GlobalFZ    GlobalMX    GlobalMY    GlobalMZ 
        Text        Text        Text          KN          KN          KN        KN-m        KN-m        KN-m 
 
          PP   LinStatic              -1.936E-13   1.177E-14    3154.641  15773.2026 -48315.5367   1.773E-12 
        PERM   LinStatic              -1.986E-13   1.954E-14     847.500   4237.5000 -12340.6250   1.996E-12 
        NEVE   LinStatic              -1.382E-13   1.465E-14     357.500   1787.5000  -4915.6250   1.387E-12 
      VENTOX   LinStatic                  15.840   4.108E-15     -88.000   -440.0000   1249.2040    -79.2000 
      VENTOY   LinStatic               8.248E-13    -130.680     -88.000   -116.5670   1210.0000  -1796.8500 
      SISMAX LinRespSpec         Max     127.829       1.489       0.194      0.9707    607.2056    626.1153 
      SISMAY LinRespSpec         Max       1.489     120.545   2.821E-06    588.6326   5.429E-05   1654.3436 
        TERM   LinStatic               4.790E-11  -1.422E-12  -7.105E-13   6.651E-12   2.418E-10  -2.516E-10 
       COMB1 Combination         Max   4.750E-11  -1.391E-12    4002.141  20010.7026 -60656.1617  -2.479E-10 
       COMB1 Combination         Min   4.750E-11  -1.391E-12    4002.141  20010.7026 -60656.1617  -2.479E-10 
       COMB2 Combination         Max   4.736E-11  -1.376E-12    4359.641  21798.2026 -65571.7867  -2.465E-10 
       COMB2 Combination         Min   4.736E-11  -1.376E-12    4359.641  21798.2026 -65571.7867  -2.465E-10 
       COMB3 Combination         Max      15.840  -1.387E-12    3914.141  19570.7026 -59406.9577    -79.2000 
       COMB3 Combination         Min      15.840  -1.387E-12    3914.141  19570.7026 -59406.9577    -79.2000 
       COMB4 Combination         Max   4.833E-11    -130.680    3914.141  19894.1356 -59446.1617  -1796.8500 
       COMB4 Combination         Min   4.833E-11    -130.680    3914.141  19894.1356 -59446.1617  -1796.8500 
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       COMB5 Combination         Max      15.840  -1.372E-12    4271.641  21358.2026 -64322.5827    -79.2000 
       COMB5 Combination         Min      15.840  -1.372E-12    4271.641  21358.2026 -64322.5827    -79.2000 
       COMB6 Combination         Max   4.819E-11    -130.680    4271.641  21681.6356 -64361.7867  -1796.8500 
       COMB6 Combination         Min   4.819E-11    -130.680    4271.641  21681.6356 -64361.7867  -1796.8500 
       COMB7 Combination         Max  -4.829E-11   1.454E-12    4002.141  20010.7026 -60656.1617   2.554E-10 
       COMB7 Combination         Min  -4.829E-11   1.454E-12    4002.141  20010.7026 -60656.1617   2.554E-10 
       COMB8 Combination         Max  -4.843E-11   1.468E-12    4359.641  21798.2026 -65571.7867   2.568E-10 
       COMB8 Combination         Min  -4.843E-11   1.468E-12    4359.641  21798.2026 -65571.7867   2.568E-10 
       COMB9 Combination         Max      15.840   1.458E-12    3914.141  19570.7026 -59406.9577    -79.2000 
       COMB9 Combination         Min      15.840   1.458E-12    3914.141  19570.7026 -59406.9577    -79.2000 
      COMB10 Combination         Max  -4.746E-11    -130.680    3914.141  19894.1356 -59446.1617  -1796.8500 
      COMB10 Combination         Min  -4.746E-11    -130.680    3914.141  19894.1356 -59446.1617  -1796.8500 
      COMB11 Combination         Max      15.840   1.472E-12    4271.641  21358.2026 -64322.5827    -79.2000 
      COMB11 Combination         Min      15.840   1.472E-12    4271.641  21358.2026 -64322.5827    -79.2000 
      COMB12 Combination         Max  -4.760E-11    -130.680    4271.641  21681.6356 -64361.7867  -1796.8500 
      COMB12 Combination         Min  -4.760E-11    -130.680    4271.641  21681.6356 -64361.7867  -1796.8500 
      COMB13 Combination         Max     127.829       1.489    4359.835  21799.1733 -64964.5811    626.1153 
      COMB13 Combination         Min    -127.829      -1.489    4359.446  21797.2318 -66178.9923   -626.1153 
      COMB14 Combination         Max       1.489     120.545    4359.641  22386.8352 -65571.7867   1654.3436 
      COMB14 Combination         Min      -1.489    -120.545    4359.641  21209.5699 -65571.7868  -1654.3436 
         INV Combination         Max     127.829     120.545    4359.835  22386.8352 -59406.9577   1654.3436 
         INV Combination         Min    -127.829    -130.680    3914.141  19570.7026 -66178.9923  -1796.8500 
 
 
Table: Base Reactions, Part 2 of 3 
 
  OutputCase    StepType     GlobalX     GlobalY     GlobalZ XCentroidFX YCentroidFX ZCentroidFX XCentroidFY 
        Text        Text           m           m           m           m           m           m           m 
 
          PP                 0.00000     0.00000     0.00000   8.590E+13    16.32098     0.00000  -118.23644 
        PERM                 0.00000     0.00000     0.00000   4.237E+13     9.31762     0.00000     8.05859 
        NEVE                 0.00000     0.00000     0.00000   4.167E+13     8.33693     0.00000    15.56345 
      VENTOX                 0.00000     0.00000     0.00000    21.62984     5.00000     0.00000   452.03209 
      VENTOY                 0.00000     0.00000     0.00000   1.742E+12  -3.990E+13     0.00000    14.00182 
      SISMAX         Max     0.00000     0.00000     0.00000     0.47992     0.16180     0.00000     0.95636 
      SISMAY         Max     0.00000     0.00000     0.00000     0.72202  9161991934     0.00000     0.76669 
        TERM                 0.00000     0.00000     0.00000  -1.465E+13     4.85831     0.00000    13.36953 
       COMB1         Max     0.00000     0.00000     0.00000   1.136E+14    30.49691     0.00000   -96.80831 
       COMB1         Min     0.00000     0.00000     0.00000   1.136E+14    30.49691     0.00000   -96.80831 
       COMB2         Max     0.00000     0.00000     0.00000   1.553E+14    38.83384     0.00000   -81.24487 
       COMB2         Min     0.00000     0.00000     0.00000   1.553E+14    38.83384     0.00000   -81.24487 
       COMB3         Max     0.00000     0.00000     0.00000   1.136E+14    35.49691     0.00000   355.22378 
       COMB3         Min     0.00000     0.00000     0.00000   1.136E+14    35.49691     0.00000   355.22378 
       COMB4         Max     0.00000     0.00000     0.00000   1.154E+14  -3.990E+13     0.00000   -82.80650 
       COMB4         Min     0.00000     0.00000     0.00000   1.154E+14  -3.990E+13     0.00000   -82.80650 
       COMB5         Max     0.00000     0.00000     0.00000   1.553E+14    43.83384     0.00000   370.78723 
       COMB5         Min     0.00000     0.00000     0.00000   1.553E+14    43.83384     0.00000   370.78723 
       COMB6         Max     0.00000     0.00000     0.00000   1.570E+14  -3.990E+13     0.00000   -67.24305 
       COMB6         Min     0.00000     0.00000     0.00000   1.570E+14  -3.990E+13     0.00000   -67.24305 
       COMB7         Max     0.00000     0.00000     0.00000   1.429E+14    20.78029     0.00000  -123.54737 
       COMB7         Min     0.00000     0.00000     0.00000   1.429E+14    20.78029     0.00000  -123.54737 
       COMB8         Max     0.00000     0.00000     0.00000   1.846E+14    29.11722     0.00000  -107.98393 
       COMB8         Min     0.00000     0.00000     0.00000   1.846E+14    29.11722     0.00000  -107.98393 
       COMB9         Max     0.00000     0.00000     0.00000   1.429E+14    25.78029     0.00000   328.48472 
       COMB9         Min     0.00000     0.00000     0.00000   1.429E+14    25.78029     0.00000   328.48472 
      COMB10         Max     0.00000     0.00000     0.00000   1.447E+14  -3.990E+13     0.00000  -109.54556 
      COMB10         Min     0.00000     0.00000     0.00000   1.447E+14  -3.990E+13     0.00000  -109.54556 
      COMB11         Max     0.00000     0.00000     0.00000   1.846E+14    34.11722     0.00000   344.04817 
      COMB11         Min     0.00000     0.00000     0.00000   1.846E+14    34.11722     0.00000   344.04817 
      COMB12         Max     0.00000     0.00000     0.00000   1.863E+14  -3.990E+13     0.00000   -93.98211 
      COMB12         Min     0.00000     0.00000     0.00000   1.863E+14  -3.990E+13     0.00000   -93.98211 
      COMB13         Max     0.00000     0.00000     0.00000   1.699E+14    34.13733     0.00000   -93.65804 
      COMB13         Min     0.00000     0.00000     0.00000   1.699E+14    33.81373     0.00000   -95.57076 
      COMB14         Max     0.00000     0.00000     0.00000   1.699E+14  9161991968     0.00000   -93.84771 
      COMB14         Min     0.00000     0.00000     0.00000   1.699E+14 -9161991900     0.00000   -95.38109 
         INV         Max     0.00000     0.00000     0.00000   1.863E+14  9161991968     0.00000   370.78723 
         INV         Min     0.00000     0.00000     0.00000   1.136E+14  -3.990E+13     0.00000  -123.54737 
 
 
Table: Base Reactions, Part 3 of 3 
 
  OutputCase    StepType YCentroidFY ZCentroidFY XCentroidFZ YCentroidFZ ZCentroidFZ 
        Text        Text           m           m           m           m           m 
 
          PP              -1.289E+16     0.00000    15.77099     5.00000     0.00000 
        PERM              -2.006E+16     0.00000    15.62481     5.00000     0.00000 
        NEVE              -1.830E+16     0.00000    15.47518     5.00000     0.00000 
      VENTOX               1.607E+16     0.00000    15.49797     5.00000     0.00000 
      VENTOY                 3.56343     0.00000    15.47612     4.56916     0.00000 
      SISMAX         Max 21461017.62     0.00000    11.95356     0.16782     0.00000 
      SISMAY         Max     0.22612     0.00000     1.37043 26947812.86     0.00000 
        TERM               9.845E+13     0.00000  -5.987E+12     3.77622     0.00000 
       COMB1         Max  -3.285E+16     0.00000  -5.987E+12    13.77622     0.00000 
       COMB1         Min  -3.285E+16     0.00000  -5.987E+12    13.77622     0.00000 
       COMB2         Max  -5.115E+16     0.00000  -5.987E+12    18.77622     0.00000 
       COMB2         Min  -5.115E+16     0.00000  -5.987E+12    18.77622     0.00000 
       COMB3         Max  -1.678E+16     0.00000  -5.987E+12    18.77622     0.00000 
       COMB3         Min  -1.678E+16     0.00000  -5.987E+12    18.77622     0.00000 
       COMB4         Max  -3.285E+16     0.00000  -5.987E+12    18.34539     0.00000 
       COMB4         Min  -3.285E+16     0.00000  -5.987E+12    18.34539     0.00000 
       COMB5         Max  -3.509E+16     0.00000  -5.987E+12    23.77622     0.00000 
       COMB5         Min  -3.509E+16     0.00000  -5.987E+12    23.77622     0.00000 
       COMB6         Max  -5.115E+16     0.00000  -5.987E+12    23.34539     0.00000 
       COMB6         Min  -5.115E+16     0.00000  -5.987E+12    23.34539     0.00000 
       COMB7         Max  -3.305E+16     0.00000   5.987E+12     6.22378     0.00000 
       COMB7         Min  -3.305E+16     0.00000   5.987E+12     6.22378     0.00000 
       COMB8         Max  -5.135E+16     0.00000   5.987E+12    11.22378     0.00000 
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       COMB8         Min  -5.135E+16     0.00000   5.987E+12    11.22378     0.00000 
       COMB9         Max  -1.698E+16     0.00000   5.987E+12    11.22378     0.00000 
       COMB9         Min  -1.698E+16     0.00000   5.987E+12    11.22378     0.00000 
      COMB10         Max  -3.305E+16     0.00000   5.987E+12    10.79294     0.00000 
      COMB10         Min  -3.305E+16     0.00000   5.987E+12    10.79294     0.00000 
      COMB11         Max  -3.528E+16     0.00000   5.987E+12    16.22378     0.00000 
      COMB11         Min  -3.528E+16     0.00000   5.987E+12    16.22378     0.00000 
      COMB12         Max  -5.135E+16     0.00000   5.987E+12    15.79294     0.00000 
      COMB12         Min  -5.135E+16     0.00000   5.987E+12    15.79294     0.00000 
      COMB13         Max  -5.125E+16     0.00000    58.82455    15.16782     0.00000 
      COMB13         Min  -5.125E+16     0.00000    34.91743    14.83218     0.00000 
      COMB14         Max  -5.125E+16     0.00000    48.24141 26947827.86     0.00000 
      COMB14         Min  -5.125E+16     0.00000    45.50056 -26947797.9     0.00000 
         INV         Max  -1.678E+16     0.00000   5.987E+12 26947827.86     0.00000 
         INV         Min  -5.135E+16     0.00000  -5.987E+12 -26947797.9     0.00000 
 
 
Table: Element Forces - Frames, Part 1 of 2 
 
       Frame     Station  OutputCase    CaseType    StepType           P          V2          V3           T 
        Text           m        Text        Text        Text          KN          KN          KN        KN-m 
 
           1     0.15000          PP   LinStatic                   0.000      67.081   2.350E-04      0.0000 
           1     0.50000          PP   LinStatic                   0.000      72.707   2.350E-04      0.0000 
           1     0.50000          PP   LinStatic                   0.000      48.012   2.350E-04      0.0000 
           1     1.00000          PP   LinStatic                   0.000      56.049   2.350E-04      0.0000 
           1     1.00000          PP   LinStatic                   0.000      31.383   2.350E-04      0.0000 
           1     1.25000          PP   LinStatic                   0.000      35.402   2.350E-04      0.0000 
           1     1.50000          PP   LinStatic                   0.000      39.421   2.350E-04      0.0000 
           1     1.50000          PP   LinStatic                   0.000      14.781   2.350E-04      0.0000 
           1     2.00000          PP   LinStatic                   0.000      22.818   2.350E-04      0.0000 
           1     2.00000          PP   LinStatic                   0.000      -1.806   2.350E-04      0.0000 
           1     2.35000          PP   LinStatic                   0.000       3.820   2.350E-04      0.0000 
           1     0.15000        PERM   LinStatic                   0.000      17.435   1.539E-03      0.0000 
           1     0.50000        PERM   LinStatic                   0.000      19.185   1.539E-03      0.0000 
           1     0.50000        PERM   LinStatic                   0.000      12.442   1.539E-03      0.0000 
           1     1.00000        PERM   LinStatic                   0.000      14.942   1.539E-03      0.0000 
           1     1.00000        PERM   LinStatic                   0.000       8.206   1.539E-03      0.0000 
           1     1.25000        PERM   LinStatic                   0.000       9.456   1.539E-03      0.0000 
           1     1.50000        PERM   LinStatic                   0.000      10.706   1.539E-03      0.0000 
           1     1.50000        PERM   LinStatic                   0.000       3.976   1.539E-03      0.0000 
           1     2.00000        PERM   LinStatic                   0.000       6.476   1.539E-03      0.0000 
           1     2.00000        PERM   LinStatic                   0.000      -0.248   1.539E-03      0.0000 
           1     2.35000        PERM   LinStatic                   0.000       1.502   1.539E-03      0.0000 
           1     0.15000        NEVE   LinStatic                   0.000      12.272   1.053E-03      0.0000 
           1     0.50000        NEVE   LinStatic                   0.000      12.272   1.053E-03      0.0000 
           1     0.50000        NEVE   LinStatic                   0.000       9.368   1.053E-03      0.0000 
           1     1.00000        NEVE   LinStatic                   0.000       9.368   1.053E-03      0.0000 
           1     1.00000        NEVE   LinStatic                   0.000       6.470   1.053E-03      0.0000 
           1     1.25000        NEVE   LinStatic                   0.000       6.470   1.053E-03      0.0000 
           1     1.50000        NEVE   LinStatic                   0.000       6.470   1.053E-03      0.0000 
           1     1.50000        NEVE   LinStatic                   0.000       3.576   1.053E-03      0.0000 
           1     2.00000        NEVE   LinStatic                   0.000       3.576   1.053E-03      0.0000 
           1     2.00000        NEVE   LinStatic                   0.000       0.685   1.053E-03      0.0000 
           1     2.35000        NEVE   LinStatic                   0.000       0.685   1.053E-03      0.0000 
           1     0.15000      VENTOX   LinStatic                   0.000      -2.650  -2.604E-04      0.0000 
           1     0.50000      VENTOX   LinStatic                   0.000      -2.650  -2.604E-04      0.0000 
           1     0.50000      VENTOX   LinStatic                   0.000      -1.940  -2.604E-04      0.0000 
           1     1.00000      VENTOX   LinStatic                   0.000      -1.940  -2.604E-04      0.0000 
           1     1.00000      VENTOX   LinStatic                   0.000      -1.230  -2.604E-04      0.0000 
           1     1.25000      VENTOX   LinStatic                   0.000      -1.230  -2.604E-04      0.0000 
           1     1.50000      VENTOX   LinStatic                   0.000      -1.230  -2.604E-04      0.0000 
           1     1.50000      VENTOX   LinStatic                   0.000      -0.521  -2.604E-04      0.0000 
           1     2.00000      VENTOX   LinStatic                   0.000      -0.521  -2.604E-04      0.0000 
           1     2.00000      VENTOX   LinStatic                   0.000       0.187  -2.604E-04      0.0000 
           1     2.35000      VENTOX   LinStatic                   0.000       0.187  -2.604E-04      0.0000 
           1     0.15000      VENTOY   LinStatic                   0.000      -4.005       0.010      0.0000 
           1     0.50000      VENTOY   LinStatic                   0.000      -4.005       0.010      0.0000 
           1     0.50000      VENTOY   LinStatic                   0.000      -3.200       0.010      0.0000 
           1     1.00000      VENTOY   LinStatic                   0.000      -3.200       0.010      0.0000 
           1     1.00000      VENTOY   LinStatic                   0.000      -2.398       0.010      0.0000 
           1     1.25000      VENTOY   LinStatic                   0.000      -2.398       0.010      0.0000 
           1     1.50000      VENTOY   LinStatic                   0.000      -2.398       0.010      0.0000 
           1     1.50000      VENTOY   LinStatic                   0.000      -1.597       0.010      0.0000 
           1     2.00000      VENTOY   LinStatic                   0.000      -1.597       0.010      0.0000 
           1     2.00000      VENTOY   LinStatic                   0.000      -0.797       0.010      0.0000 
           1     2.35000      VENTOY   LinStatic                   0.000      -0.797       0.010      0.0000 
           1     0.15000      SISMAX LinRespSpec         Max       1.012       6.340       0.038      0.0000 
           1     0.50000      SISMAX LinRespSpec         Max       1.012       6.340       0.038      0.0000 
           1     0.50000      SISMAX LinRespSpec         Max       0.631       6.267       0.019      0.0000 
           1     1.00000      SISMAX LinRespSpec         Max       0.631       6.267       0.019      0.0000 
           1     1.00000      SISMAX LinRespSpec         Max   2.987E-07       6.198       0.015      0.0000 
           1     1.25000      SISMAX LinRespSpec         Max   2.987E-07       6.198       0.015      0.0000 
           1     1.50000      SISMAX LinRespSpec         Max   2.987E-07       6.198       0.015      0.0000 
           1     1.50000      SISMAX LinRespSpec         Max       0.631       6.134       0.041      0.0000 
           1     2.00000      SISMAX LinRespSpec         Max       0.631       6.134       0.041      0.0000 
           1     2.00000      SISMAX LinRespSpec         Max       1.012       6.073       0.053      0.0000 
           1     2.35000      SISMAX LinRespSpec         Max       1.012       6.073       0.053      0.0000 
           1     0.15000      SISMAY LinRespSpec         Max       0.110       2.620       0.450      0.0000 
           1     0.50000      SISMAY LinRespSpec         Max       0.110       2.620       0.450      0.0000 
           1     0.50000      SISMAY LinRespSpec         Max       0.069       2.351       0.216      0.0000 
           1     1.00000      SISMAY LinRespSpec         Max       0.069       2.351       0.216      0.0000 
           1     1.00000      SISMAY LinRespSpec         Max   5.509E-07       2.083       0.242      0.0000 
           1     1.25000      SISMAY LinRespSpec         Max   5.509E-07       2.083       0.242      0.0000 
           1     1.50000      SISMAY LinRespSpec         Max   5.509E-07       2.083       0.242      0.0000 
           1     1.50000      SISMAY LinRespSpec         Max       0.069       1.817       0.514      0.0000 
           1     2.00000      SISMAY LinRespSpec         Max       0.069       1.817       0.514      0.0000 
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           1     2.00000      SISMAY LinRespSpec         Max       0.110       1.553       0.621      0.0000 
           1     2.35000      SISMAY LinRespSpec         Max       0.110       1.553       0.621      0.0000 
           1     0.15000        TERM   LinStatic                   0.000       6.082   1.875E-04      0.0000 
           1     0.50000        TERM   LinStatic                   0.000       6.082   1.875E-04      0.0000 
           1     0.50000        TERM   LinStatic                   0.000       6.056   1.875E-04      0.0000 
           1     1.00000        TERM   LinStatic                   0.000       6.056   1.875E-04      0.0000 
           1     1.00000        TERM   LinStatic                   0.000       6.035   1.875E-04      0.0000 
           1     1.25000        TERM   LinStatic                   0.000       6.035   1.875E-04      0.0000 
           1     1.50000        TERM   LinStatic                   0.000       6.035   1.875E-04      0.0000 
           1     1.50000        TERM   LinStatic                   0.000       6.017   1.875E-04      0.0000 
           1     2.00000        TERM   LinStatic                   0.000       6.017   1.875E-04      0.0000 
           1     2.00000        TERM   LinStatic                   0.000       6.004   1.875E-04      0.0000 
           1     2.35000        TERM   LinStatic                   0.000       6.004   1.875E-04      0.0000 
           1     0.15000       COMB1 Combination         Max       0.000      90.598   1.962E-03      0.0000 
           1     0.50000       COMB1 Combination         Max       0.000      97.975   1.962E-03      0.0000 
           1     0.50000       COMB1 Combination         Max       0.000      66.510   1.962E-03      0.0000 
           1     1.00000       COMB1 Combination         Max       0.000      77.047   1.962E-03      0.0000 
           1     1.00000       COMB1 Combination         Max       0.000      45.624   1.962E-03      0.0000 
           1     1.25000       COMB1 Combination         Max       0.000      50.892   1.962E-03      0.0000 
           1     1.50000       COMB1 Combination         Max       0.000      56.161   1.962E-03      0.0000 
           1     1.50000       COMB1 Combination         Max       0.000      24.775   1.962E-03      0.0000 
           1     2.00000       COMB1 Combination         Max       0.000      35.312   1.962E-03      0.0000 
           1     2.00000       COMB1 Combination         Max       0.000       3.950   1.962E-03      0.0000 
           1     2.35000       COMB1 Combination         Max       0.000      11.326   1.962E-03      0.0000 
           1     0.15000       COMB1 Combination         Min       0.000      90.598   1.962E-03      0.0000 
           1     0.50000       COMB1 Combination         Min       0.000      97.975   1.962E-03      0.0000 
           1     0.50000       COMB1 Combination         Min       0.000      66.510   1.962E-03      0.0000 
           1     1.00000       COMB1 Combination         Min       0.000      77.047   1.962E-03      0.0000 
           1     1.00000       COMB1 Combination         Min       0.000      45.624   1.962E-03      0.0000 
           1     1.25000       COMB1 Combination         Min       0.000      50.892   1.962E-03      0.0000 
           1     1.50000       COMB1 Combination         Min       0.000      56.161   1.962E-03      0.0000 
           1     1.50000       COMB1 Combination         Min       0.000      24.775   1.962E-03      0.0000 
           1     2.00000       COMB1 Combination         Min       0.000      35.312   1.962E-03      0.0000 
           1     2.00000       COMB1 Combination         Min       0.000       3.950   1.962E-03      0.0000 
           1     2.35000       COMB1 Combination         Min       0.000      11.326   1.962E-03      0.0000 
           1     0.15000       COMB2 Combination         Max       0.000     102.870   3.015E-03      0.0000 
           1     0.50000       COMB2 Combination         Max       0.000     110.246   3.015E-03      0.0000 
           1     0.50000       COMB2 Combination         Max       0.000      75.878   3.015E-03      0.0000 
           1     1.00000       COMB2 Combination         Max       0.000      86.415   3.015E-03      0.0000 
           1     1.00000       COMB2 Combination         Max       0.000      52.093   3.015E-03      0.0000 
           1     1.25000       COMB2 Combination         Max       0.000      57.362   3.015E-03      0.0000 
           1     1.50000       COMB2 Combination         Max       0.000      62.631   3.015E-03      0.0000 
           1     1.50000       COMB2 Combination         Max       0.000      28.350   3.015E-03      0.0000 
           1     2.00000       COMB2 Combination         Max       0.000      38.888   3.015E-03      0.0000 
           1     2.00000       COMB2 Combination         Max       0.000       4.635   3.015E-03      0.0000 
           1     2.35000       COMB2 Combination         Max       0.000      12.011   3.015E-03      0.0000 
           1     0.15000       COMB2 Combination         Min       0.000     102.870   3.015E-03      0.0000 
           1     0.50000       COMB2 Combination         Min       0.000     110.246   3.015E-03      0.0000 
           1     0.50000       COMB2 Combination         Min       0.000      75.878   3.015E-03      0.0000 
           1     1.00000       COMB2 Combination         Min       0.000      86.415   3.015E-03      0.0000 
           1     1.00000       COMB2 Combination         Min       0.000      52.093   3.015E-03      0.0000 
           1     1.25000       COMB2 Combination         Min       0.000      57.362   3.015E-03      0.0000 
           1     1.50000       COMB2 Combination         Min       0.000      62.631   3.015E-03      0.0000 
           1     1.50000       COMB2 Combination         Min       0.000      28.350   3.015E-03      0.0000 
           1     2.00000       COMB2 Combination         Min       0.000      38.888   3.015E-03      0.0000 
           1     2.00000       COMB2 Combination         Min       0.000       4.635   3.015E-03      0.0000 
           1     2.35000       COMB2 Combination         Min       0.000      12.011   3.015E-03      0.0000 
           1     0.15000       COMB3 Combination         Max       0.000      87.948   1.701E-03      0.0000 
           1     0.50000       COMB3 Combination         Max       0.000      95.324   1.701E-03      0.0000 
           1     0.50000       COMB3 Combination         Max       0.000      64.570   1.701E-03      0.0000 
           1     1.00000       COMB3 Combination         Max       0.000      75.108   1.701E-03      0.0000 
           1     1.00000       COMB3 Combination         Max       0.000      44.394   1.701E-03      0.0000 
           1     1.25000       COMB3 Combination         Max       0.000      49.663   1.701E-03      0.0000 
           1     1.50000       COMB3 Combination         Max       0.000      54.931   1.701E-03      0.0000 
           1     1.50000       COMB3 Combination         Max       0.000      24.253   1.701E-03      0.0000 
           1     2.00000       COMB3 Combination         Max       0.000      34.791   1.701E-03      0.0000 
           1     2.00000       COMB3 Combination         Max       0.000       4.137   1.701E-03      0.0000 
           1     2.35000       COMB3 Combination         Max       0.000      11.513   1.701E-03      0.0000 
           1     0.15000       COMB3 Combination         Min       0.000      87.948   1.701E-03      0.0000 
           1     0.50000       COMB3 Combination         Min       0.000      95.324   1.701E-03      0.0000 
           1     0.50000       COMB3 Combination         Min       0.000      64.570   1.701E-03      0.0000 
           1     1.00000       COMB3 Combination         Min       0.000      75.108   1.701E-03      0.0000 
           1     1.00000       COMB3 Combination         Min       0.000      44.394   1.701E-03      0.0000 
           1     1.25000       COMB3 Combination         Min       0.000      49.663   1.701E-03      0.0000 
           1     1.50000       COMB3 Combination         Min       0.000      54.931   1.701E-03      0.0000 
           1     1.50000       COMB3 Combination         Min       0.000      24.253   1.701E-03      0.0000 
           1     2.00000       COMB3 Combination         Min       0.000      34.791   1.701E-03      0.0000 
           1     2.00000       COMB3 Combination         Min       0.000       4.137   1.701E-03      0.0000 
           1     2.35000       COMB3 Combination         Min       0.000      11.513   1.701E-03      0.0000 
           1     0.15000       COMB4 Combination         Max       0.000      86.593       0.012      0.0000 
           1     0.50000       COMB4 Combination         Max       0.000      93.970       0.012      0.0000 
           1     0.50000       COMB4 Combination         Max       0.000      63.309       0.012      0.0000 
           1     1.00000       COMB4 Combination         Max       0.000      73.847       0.012      0.0000 
           1     1.00000       COMB4 Combination         Max       0.000      43.226       0.012      0.0000 
           1     1.25000       COMB4 Combination         Max       0.000      48.495       0.012      0.0000 
           1     1.50000       COMB4 Combination         Max       0.000      53.764       0.012      0.0000 
           1     1.50000       COMB4 Combination         Max       0.000      23.178       0.012      0.0000 
           1     2.00000       COMB4 Combination         Max       0.000      33.715       0.012      0.0000 
           1     2.00000       COMB4 Combination         Max       0.000       3.153       0.012      0.0000 
           1     2.35000       COMB4 Combination         Max       0.000      10.529       0.012      0.0000 
           1     0.15000       COMB4 Combination         Min       0.000      86.593       0.012      0.0000 
           1     0.50000       COMB4 Combination         Min       0.000      93.970       0.012      0.0000 
           1     0.50000       COMB4 Combination         Min       0.000      63.309       0.012      0.0000 
           1     1.00000       COMB4 Combination         Min       0.000      73.847       0.012      0.0000 
           1     1.00000       COMB4 Combination         Min       0.000      43.226       0.012      0.0000 
           1     1.25000       COMB4 Combination         Min       0.000      48.495       0.012      0.0000 
           1     1.50000       COMB4 Combination         Min       0.000      53.764       0.012      0.0000 
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           1     1.50000       COMB4 Combination         Min       0.000      23.178       0.012      0.0000 
           1     2.00000       COMB4 Combination         Min       0.000      33.715       0.012      0.0000 
           1     2.00000       COMB4 Combination         Min       0.000       3.153       0.012      0.0000 
           1     2.35000       COMB4 Combination         Min       0.000      10.529       0.012      0.0000 
           1     0.15000       COMB5 Combination         Max       0.000     100.220   2.755E-03      0.0000 
           1     0.50000       COMB5 Combination         Max       0.000     107.596   2.755E-03      0.0000 
           1     0.50000       COMB5 Combination         Max       0.000      73.938   2.755E-03      0.0000 
           1     1.00000       COMB5 Combination         Max       0.000      84.476   2.755E-03      0.0000 
           1     1.00000       COMB5 Combination         Max       0.000      50.863   2.755E-03      0.0000 
           1     1.25000       COMB5 Combination         Max       0.000      56.132   2.755E-03      0.0000 
           1     1.50000       COMB5 Combination         Max       0.000      61.401   2.755E-03      0.0000 
           1     1.50000       COMB5 Combination         Max       0.000      27.829   2.755E-03      0.0000 
           1     2.00000       COMB5 Combination         Max       0.000      38.367   2.755E-03      0.0000 
           1     2.00000       COMB5 Combination         Max       0.000       4.822   2.755E-03      0.0000 
           1     2.35000       COMB5 Combination         Max       0.000      12.198   2.755E-03      0.0000 
           1     0.15000       COMB5 Combination         Min       0.000     100.220   2.755E-03      0.0000 
           1     0.50000       COMB5 Combination         Min       0.000     107.596   2.755E-03      0.0000 
           1     0.50000       COMB5 Combination         Min       0.000      73.938   2.755E-03      0.0000 
           1     1.00000       COMB5 Combination         Min       0.000      84.476   2.755E-03      0.0000 
           1     1.00000       COMB5 Combination         Min       0.000      50.863   2.755E-03      0.0000 
           1     1.25000       COMB5 Combination         Min       0.000      56.132   2.755E-03      0.0000 
           1     1.50000       COMB5 Combination         Min       0.000      61.401   2.755E-03      0.0000 
           1     1.50000       COMB5 Combination         Min       0.000      27.829   2.755E-03      0.0000 
           1     2.00000       COMB5 Combination         Min       0.000      38.367   2.755E-03      0.0000 
           1     2.00000       COMB5 Combination         Min       0.000       4.822   2.755E-03      0.0000 
           1     2.35000       COMB5 Combination         Min       0.000      12.198   2.755E-03      0.0000 
           1     0.15000       COMB6 Combination         Max       0.000      98.865       0.013      0.0000 
           1     0.50000       COMB6 Combination         Max       0.000     106.241       0.013      0.0000 
           1     0.50000       COMB6 Combination         Max       0.000      72.677       0.013      0.0000 
           1     1.00000       COMB6 Combination         Max       0.000      83.215       0.013      0.0000 
           1     1.00000       COMB6 Combination         Max       0.000      49.696       0.013      0.0000 
           1     1.25000       COMB6 Combination         Max       0.000      54.964       0.013      0.0000 
           1     1.50000       COMB6 Combination         Max       0.000      60.233       0.013      0.0000 
           1     1.50000       COMB6 Combination         Max       0.000      26.754       0.013      0.0000 
           1     2.00000       COMB6 Combination         Max       0.000      37.291       0.013      0.0000 
           1     2.00000       COMB6 Combination         Max       0.000       3.838       0.013      0.0000 
           1     2.35000       COMB6 Combination         Max       0.000      11.214       0.013      0.0000 
           1     0.15000       COMB6 Combination         Min       0.000      98.865       0.013      0.0000 
           1     0.50000       COMB6 Combination         Min       0.000     106.241       0.013      0.0000 
           1     0.50000       COMB6 Combination         Min       0.000      72.677       0.013      0.0000 
           1     1.00000       COMB6 Combination         Min       0.000      83.215       0.013      0.0000 
           1     1.00000       COMB6 Combination         Min       0.000      49.696       0.013      0.0000 
           1     1.25000       COMB6 Combination         Min       0.000      54.964       0.013      0.0000 
           1     1.50000       COMB6 Combination         Min       0.000      60.233       0.013      0.0000 
           1     1.50000       COMB6 Combination         Min       0.000      26.754       0.013      0.0000 
           1     2.00000       COMB6 Combination         Min       0.000      37.291       0.013      0.0000 
           1     2.00000       COMB6 Combination         Min       0.000       3.838       0.013      0.0000 
           1     2.35000       COMB6 Combination         Min       0.000      11.214       0.013      0.0000 
           1     0.15000       COMB7 Combination         Max       0.000      78.434   1.587E-03      0.0000 
           1     0.50000       COMB7 Combination         Max       0.000      85.811   1.587E-03      0.0000 
           1     0.50000       COMB7 Combination         Max       0.000      54.397   1.587E-03      0.0000 
           1     1.00000       COMB7 Combination         Max       0.000      64.934   1.587E-03      0.0000 
           1     1.00000       COMB7 Combination         Max       0.000      33.554   1.587E-03      0.0000 
           1     1.25000       COMB7 Combination         Max       0.000      38.823   1.587E-03      0.0000 
           1     1.50000       COMB7 Combination         Max       0.000      44.092   1.587E-03      0.0000 
           1     1.50000       COMB7 Combination         Max       0.000      12.740   1.587E-03      0.0000 
           1     2.00000       COMB7 Combination         Max       0.000      23.277   1.587E-03      0.0000 
           1     2.00000       COMB7 Combination         Max       0.000      -8.058   1.587E-03      0.0000 
           1     2.35000       COMB7 Combination         Max       0.000      -0.682   1.587E-03      0.0000 
           1     0.15000       COMB7 Combination         Min       0.000      78.434   1.587E-03      0.0000 
           1     0.50000       COMB7 Combination         Min       0.000      85.811   1.587E-03      0.0000 
           1     0.50000       COMB7 Combination         Min       0.000      54.397   1.587E-03      0.0000 
           1     1.00000       COMB7 Combination         Min       0.000      64.934   1.587E-03      0.0000 
           1     1.00000       COMB7 Combination         Min       0.000      33.554   1.587E-03      0.0000 
           1     1.25000       COMB7 Combination         Min       0.000      38.823   1.587E-03      0.0000 
           1     1.50000       COMB7 Combination         Min       0.000      44.092   1.587E-03      0.0000 
           1     1.50000       COMB7 Combination         Min       0.000      12.740   1.587E-03      0.0000 
           1     2.00000       COMB7 Combination         Min       0.000      23.277   1.587E-03      0.0000 
           1     2.00000       COMB7 Combination         Min       0.000      -8.058   1.587E-03      0.0000 
           1     2.35000       COMB7 Combination         Min       0.000      -0.682   1.587E-03      0.0000 
           1     0.15000       COMB8 Combination         Max       0.000      90.706   2.640E-03      0.0000 
           1     0.50000       COMB8 Combination         Max       0.000      98.082   2.640E-03      0.0000 
           1     0.50000       COMB8 Combination         Max       0.000      63.765   2.640E-03      0.0000 
           1     1.00000       COMB8 Combination         Max       0.000      74.302   2.640E-03      0.0000 
           1     1.00000       COMB8 Combination         Max       0.000      40.024   2.640E-03      0.0000 
           1     1.25000       COMB8 Combination         Max       0.000      45.293   2.640E-03      0.0000 
           1     1.50000       COMB8 Combination         Max       0.000      50.561   2.640E-03      0.0000 
           1     1.50000       COMB8 Combination         Max       0.000      16.316   2.640E-03      0.0000 
           1     2.00000       COMB8 Combination         Max       0.000      26.853   2.640E-03      0.0000 
           1     2.00000       COMB8 Combination         Max       0.000      -7.373   2.640E-03      0.0000 
           1     2.35000       COMB8 Combination         Max       0.000   3.290E-03   2.640E-03      0.0000 
           1     0.15000       COMB8 Combination         Min       0.000      90.706   2.640E-03      0.0000 
           1     0.50000       COMB8 Combination         Min       0.000      98.082   2.640E-03      0.0000 
           1     0.50000       COMB8 Combination         Min       0.000      63.765   2.640E-03      0.0000 
           1     1.00000       COMB8 Combination         Min       0.000      74.302   2.640E-03      0.0000 
           1     1.00000       COMB8 Combination         Min       0.000      40.024   2.640E-03      0.0000 
           1     1.25000       COMB8 Combination         Min       0.000      45.293   2.640E-03      0.0000 
           1     1.50000       COMB8 Combination         Min       0.000      50.561   2.640E-03      0.0000 
           1     1.50000       COMB8 Combination         Min       0.000      16.316   2.640E-03      0.0000 
           1     2.00000       COMB8 Combination         Min       0.000      26.853   2.640E-03      0.0000 
           1     2.00000       COMB8 Combination         Min       0.000      -7.373   2.640E-03      0.0000 
           1     2.35000       COMB8 Combination         Min       0.000   3.290E-03   2.640E-03      0.0000 
           1     0.15000       COMB9 Combination         Max       0.000      75.784   1.326E-03      0.0000 
           1     0.50000       COMB9 Combination         Max       0.000      83.160   1.326E-03      0.0000 
           1     0.50000       COMB9 Combination         Max       0.000      52.457   1.326E-03      0.0000 
           1     1.00000       COMB9 Combination         Max       0.000      62.995   1.326E-03      0.0000 
           1     1.00000       COMB9 Combination         Max       0.000      32.324   1.326E-03      0.0000 
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           1     1.25000       COMB9 Combination         Max       0.000      37.593   1.326E-03      0.0000 
           1     1.50000       COMB9 Combination         Max       0.000      42.862   1.326E-03      0.0000 
           1     1.50000       COMB9 Combination         Max       0.000      12.219   1.326E-03      0.0000 
           1     2.00000       COMB9 Combination         Max       0.000      22.756   1.326E-03      0.0000 
           1     2.00000       COMB9 Combination         Max       0.000      -7.871   1.326E-03      0.0000 
           1     2.35000       COMB9 Combination         Max       0.000      -0.495   1.326E-03      0.0000 
           1     0.15000       COMB9 Combination         Min       0.000      75.784   1.326E-03      0.0000 
           1     0.50000       COMB9 Combination         Min       0.000      83.160   1.326E-03      0.0000 
           1     0.50000       COMB9 Combination         Min       0.000      52.457   1.326E-03      0.0000 
           1     1.00000       COMB9 Combination         Min       0.000      62.995   1.326E-03      0.0000 
           1     1.00000       COMB9 Combination         Min       0.000      32.324   1.326E-03      0.0000 
           1     1.25000       COMB9 Combination         Min       0.000      37.593   1.326E-03      0.0000 
           1     1.50000       COMB9 Combination         Min       0.000      42.862   1.326E-03      0.0000 
           1     1.50000       COMB9 Combination         Min       0.000      12.219   1.326E-03      0.0000 
           1     2.00000       COMB9 Combination         Min       0.000      22.756   1.326E-03      0.0000 
           1     2.00000       COMB9 Combination         Min       0.000      -7.871   1.326E-03      0.0000 
           1     2.35000       COMB9 Combination         Min       0.000      -0.495   1.326E-03      0.0000 
           1     0.15000      COMB10 Combination         Max       0.000      74.429       0.012      0.0000 
           1     0.50000      COMB10 Combination         Max       0.000      81.806       0.012      0.0000 
           1     0.50000      COMB10 Combination         Max       0.000      51.196       0.012      0.0000 
           1     1.00000      COMB10 Combination         Max       0.000      61.734       0.012      0.0000 
           1     1.00000      COMB10 Combination         Max       0.000      31.157       0.012      0.0000 
           1     1.25000      COMB10 Combination         Max       0.000      36.425       0.012      0.0000 
           1     1.50000      COMB10 Combination         Max       0.000      41.694       0.012      0.0000 
           1     1.50000      COMB10 Combination         Max       0.000      11.143       0.012      0.0000 
           1     2.00000      COMB10 Combination         Max       0.000      21.681       0.012      0.0000 
           1     2.00000      COMB10 Combination         Max       0.000      -8.855       0.012      0.0000 
           1     2.35000      COMB10 Combination         Max       0.000      -1.479       0.012      0.0000 
           1     0.15000      COMB10 Combination         Min       0.000      74.429       0.012      0.0000 
           1     0.50000      COMB10 Combination         Min       0.000      81.806       0.012      0.0000 
           1     0.50000      COMB10 Combination         Min       0.000      51.196       0.012      0.0000 
           1     1.00000      COMB10 Combination         Min       0.000      61.734       0.012      0.0000 
           1     1.00000      COMB10 Combination         Min       0.000      31.157       0.012      0.0000 
           1     1.25000      COMB10 Combination         Min       0.000      36.425       0.012      0.0000 
           1     1.50000      COMB10 Combination         Min       0.000      41.694       0.012      0.0000 
           1     1.50000      COMB10 Combination         Min       0.000      11.143       0.012      0.0000 
           1     2.00000      COMB10 Combination         Min       0.000      21.681       0.012      0.0000 
           1     2.00000      COMB10 Combination         Min       0.000      -8.855       0.012      0.0000 
           1     2.35000      COMB10 Combination         Min       0.000      -1.479       0.012      0.0000 
           1     0.15000      COMB11 Combination         Max       0.000      88.056   2.380E-03      0.0000 
           1     0.50000      COMB11 Combination         Max       0.000      95.432   2.380E-03      0.0000 
           1     0.50000      COMB11 Combination         Max       0.000      61.825   2.380E-03      0.0000 
           1     1.00000      COMB11 Combination         Max       0.000      72.363   2.380E-03      0.0000 
           1     1.00000      COMB11 Combination         Max       0.000      38.794   2.380E-03      0.0000 
           1     1.25000      COMB11 Combination         Max       0.000      44.063   2.380E-03      0.0000 
           1     1.50000      COMB11 Combination         Max       0.000      49.331   2.380E-03      0.0000 
           1     1.50000      COMB11 Combination         Max       0.000      15.795   2.380E-03      0.0000 
           1     2.00000      COMB11 Combination         Max       0.000      26.332   2.380E-03      0.0000 
           1     2.00000      COMB11 Combination         Max       0.000      -7.186   2.380E-03      0.0000 
           1     2.35000      COMB11 Combination         Max       0.000       0.191   2.380E-03      0.0000 
           1     0.15000      COMB11 Combination         Min       0.000      88.056   2.380E-03      0.0000 
           1     0.50000      COMB11 Combination         Min       0.000      95.432   2.380E-03      0.0000 
           1     0.50000      COMB11 Combination         Min       0.000      61.825   2.380E-03      0.0000 
           1     1.00000      COMB11 Combination         Min       0.000      72.363   2.380E-03      0.0000 
           1     1.00000      COMB11 Combination         Min       0.000      38.794   2.380E-03      0.0000 
           1     1.25000      COMB11 Combination         Min       0.000      44.063   2.380E-03      0.0000 
           1     1.50000      COMB11 Combination         Min       0.000      49.331   2.380E-03      0.0000 
           1     1.50000      COMB11 Combination         Min       0.000      15.795   2.380E-03      0.0000 
           1     2.00000      COMB11 Combination         Min       0.000      26.332   2.380E-03      0.0000 
           1     2.00000      COMB11 Combination         Min       0.000      -7.186   2.380E-03      0.0000 
           1     2.35000      COMB11 Combination         Min       0.000       0.191   2.380E-03      0.0000 
           1     0.15000      COMB12 Combination         Max       0.000      86.701       0.013      0.0000 
           1     0.50000      COMB12 Combination         Max       0.000      94.077       0.013      0.0000 
           1     0.50000      COMB12 Combination         Max       0.000      60.564       0.013      0.0000 
           1     1.00000      COMB12 Combination         Max       0.000      71.102       0.013      0.0000 
           1     1.00000      COMB12 Combination         Max       0.000      37.626       0.013      0.0000 
           1     1.25000      COMB12 Combination         Max       0.000      42.895       0.013      0.0000 
           1     1.50000      COMB12 Combination         Max       0.000      48.164       0.013      0.0000 
           1     1.50000      COMB12 Combination         Max       0.000      14.719       0.013      0.0000 
           1     2.00000      COMB12 Combination         Max       0.000      25.257       0.013      0.0000 
           1     2.00000      COMB12 Combination         Max       0.000      -8.170       0.013      0.0000 
           1     2.35000      COMB12 Combination         Max       0.000      -0.794       0.013      0.0000 
           1     0.15000      COMB12 Combination         Min       0.000      86.701       0.013      0.0000 
           1     0.50000      COMB12 Combination         Min       0.000      94.077       0.013      0.0000 
           1     0.50000      COMB12 Combination         Min       0.000      60.564       0.013      0.0000 
           1     1.00000      COMB12 Combination         Min       0.000      71.102       0.013      0.0000 
           1     1.00000      COMB12 Combination         Min       0.000      37.626       0.013      0.0000 
           1     1.25000      COMB12 Combination         Min       0.000      42.895       0.013      0.0000 
           1     1.50000      COMB12 Combination         Min       0.000      48.164       0.013      0.0000 
           1     1.50000      COMB12 Combination         Min       0.000      14.719       0.013      0.0000 
           1     2.00000      COMB12 Combination         Min       0.000      25.257       0.013      0.0000 
           1     2.00000      COMB12 Combination         Min       0.000      -8.170       0.013      0.0000 
           1     2.35000      COMB12 Combination         Min       0.000      -0.794       0.013      0.0000 
           1     0.15000      COMB13 Combination         Max       1.012     103.128       0.041      0.0000 
           1     0.50000      COMB13 Combination         Max       1.012     110.504       0.041      0.0000 
           1     0.50000      COMB13 Combination         Max       0.631      76.088       0.022      0.0000 
           1     1.00000      COMB13 Combination         Max       0.631      86.626       0.022      0.0000 
           1     1.00000      COMB13 Combination         Max   2.987E-07      52.257       0.018      0.0000 
           1     1.25000      COMB13 Combination         Max   2.987E-07      57.526       0.018      0.0000 
           1     1.50000      COMB13 Combination         Max   2.987E-07      62.794       0.018      0.0000 
           1     1.50000      COMB13 Combination         Max       0.631      28.467       0.044      0.0000 
           1     2.00000      COMB13 Combination         Max       0.631      39.004       0.044      0.0000 
           1     2.00000      COMB13 Combination         Max       1.012       4.704       0.056      0.0000 
           1     2.35000      COMB13 Combination         Max       1.012      12.080       0.056      0.0000 
           1     0.15000      COMB13 Combination         Min      -1.012      90.448      -0.036      0.0000 
           1     0.50000      COMB13 Combination         Min      -1.012      97.824      -0.036      0.0000 
           1     0.50000      COMB13 Combination         Min      -0.631      63.554      -0.017      0.0000 
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           1     1.00000      COMB13 Combination         Min      -0.631      74.092      -0.017      0.0000 
           1     1.00000      COMB13 Combination         Min  -2.987E-07      39.860      -0.012      0.0000 
           1     1.25000      COMB13 Combination         Min  -2.987E-07      45.129      -0.012      0.0000 
           1     1.50000      COMB13 Combination         Min  -2.987E-07      50.398      -0.012      0.0000 
           1     1.50000      COMB13 Combination         Min      -0.631      16.199      -0.038      0.0000 
           1     2.00000      COMB13 Combination         Min      -0.631      26.737      -0.038      0.0000 
           1     2.00000      COMB13 Combination         Min      -1.012      -7.442      -0.050      0.0000 
           1     2.35000      COMB13 Combination         Min      -1.012      -0.066      -0.050      0.0000 
           1     0.15000      COMB14 Combination         Max       0.110      99.408       0.453      0.0000 
           1     0.50000      COMB14 Combination         Max       0.110     106.785       0.453      0.0000 
           1     0.50000      COMB14 Combination         Max       0.069      72.172       0.218      0.0000 
           1     1.00000      COMB14 Combination         Max       0.069      82.710       0.218      0.0000 
           1     1.00000      COMB14 Combination         Max   5.509E-07      48.142       0.245      0.0000 
           1     1.25000      COMB14 Combination         Max   5.509E-07      53.410       0.245      0.0000 
           1     1.50000      COMB14 Combination         Max   5.509E-07      58.679       0.245      0.0000 
           1     1.50000      COMB14 Combination         Max       0.069      24.150       0.517      0.0000 
           1     2.00000      COMB14 Combination         Max       0.069      34.688       0.517      0.0000 
           1     2.00000      COMB14 Combination         Max       0.110       0.184       0.624      0.0000 
           1     2.35000      COMB14 Combination         Max       0.110       7.560       0.624      0.0000 
           1     0.15000      COMB14 Combination         Min      -0.110      94.168      -0.447      0.0000 
           1     0.50000      COMB14 Combination         Min      -0.110     101.544      -0.447      0.0000 
           1     0.50000      COMB14 Combination         Min      -0.069      67.470      -0.213      0.0000 
           1     1.00000      COMB14 Combination         Min      -0.069      78.008      -0.213      0.0000 
           1     1.00000      COMB14 Combination         Min  -5.509E-07      43.975      -0.239      0.0000 
           1     1.25000      COMB14 Combination         Min  -5.509E-07      49.244      -0.239      0.0000 
           1     1.50000      COMB14 Combination         Min  -5.509E-07      54.513      -0.239      0.0000 
           1     1.50000      COMB14 Combination         Min      -0.069      20.516      -0.512      0.0000 
           1     2.00000      COMB14 Combination         Min      -0.069      31.053      -0.512      0.0000 
           1     2.00000      COMB14 Combination         Min      -0.110      -2.922      -0.618      0.0000 
           1     2.35000      COMB14 Combination         Min      -0.110       4.454      -0.618      0.0000 
           1     0.15000         INV Combination         Max       1.012     103.128       0.453      0.0000 
           1     0.50000         INV Combination         Max       1.012     110.504       0.453      0.0000 
           1     0.50000         INV Combination         Max       0.631      76.088       0.218      0.0000 
           1     1.00000         INV Combination         Max       0.631      86.626       0.218      0.0000 
           1     1.00000         INV Combination         Max   5.509E-07      52.257       0.245      0.0000 
           1     1.25000         INV Combination         Max   5.509E-07      57.526       0.245      0.0000 
           1     1.50000         INV Combination         Max   5.509E-07      62.794       0.245      0.0000 
           1     1.50000         INV Combination         Max       0.631      28.467       0.517      0.0000 
           1     2.00000         INV Combination         Max       0.631      39.004       0.517      0.0000 
           1     2.00000         INV Combination         Max       1.012       4.822       0.624      0.0000 
           1     2.35000         INV Combination         Max       1.012      12.198       0.624      0.0000 
           1     0.15000         INV Combination         Min      -1.012      74.429      -0.447      0.0000 
           1     0.50000         INV Combination         Min      -1.012      81.806      -0.447      0.0000 
           1     0.50000         INV Combination         Min      -0.631      51.196      -0.213      0.0000 
           1     1.00000         INV Combination         Min      -0.631      61.734      -0.213      0.0000 
           1     1.00000         INV Combination         Min  -5.509E-07      31.157      -0.239      0.0000 
           1     1.25000         INV Combination         Min  -5.509E-07      36.425      -0.239      0.0000 
           1     1.50000         INV Combination         Min  -5.509E-07      41.694      -0.239      0.0000 
           1     1.50000         INV Combination         Min      -0.631      11.143      -0.512      0.0000 
           1     2.00000         INV Combination         Min      -0.631      21.681      -0.512      0.0000 
           1     2.00000         INV Combination         Min      -1.012      -8.855      -0.618      0.0000 
           1     2.35000         INV Combination         Min      -1.012      -1.479      -0.618      0.0000 
           2     0.15000          PP   LinStatic                   0.000      38.703  -4.248E-05      0.0000 
           2     0.50000          PP   LinStatic                   0.000      44.329  -4.248E-05      0.0000 
           2     0.50000          PP   LinStatic                   0.000      19.721  -4.248E-05      0.0000 
           2     1.00000          PP   LinStatic                   0.000      27.758  -4.248E-05      0.0000 
           2     1.00000          PP   LinStatic                   0.000       3.161  -4.248E-05      0.0000 
           2     1.25000          PP   LinStatic                   0.000       7.180  -4.248E-05      0.0000 
           2     1.50000          PP   LinStatic                   0.000      11.199  -4.248E-05      0.0000 
           2     1.50000          PP   LinStatic                   0.000     -13.393  -4.248E-05      0.0000 
           2     2.00000          PP   LinStatic                   0.000      -5.356  -4.248E-05      0.0000 
           2     2.00000          PP   LinStatic                   0.000     -29.949  -4.248E-05      0.0000 
           2     2.35000          PP   LinStatic                   0.000     -24.323  -4.248E-05      0.0000 
           2     0.15000        PERM   LinStatic                   0.000       8.694   1.180E-04      0.0000 
           2     0.50000        PERM   LinStatic                   0.000      10.444   1.180E-04      0.0000 
           2     0.50000        PERM   LinStatic                   0.000       3.723   1.180E-04      0.0000 
           2     1.00000        PERM   LinStatic                   0.000       6.223   1.180E-04      0.0000 
           2     1.00000        PERM   LinStatic                   0.000      -0.495   1.180E-04      0.0000 
           2     1.25000        PERM   LinStatic                   0.000       0.755   1.180E-04      0.0000 
           2     1.50000        PERM   LinStatic                   0.000       2.005   1.180E-04      0.0000 
           2     1.50000        PERM   LinStatic                   0.000      -4.714   1.180E-04      0.0000 
           2     2.00000        PERM   LinStatic                   0.000      -2.214   1.180E-04      0.0000 
           2     2.00000        PERM   LinStatic                   0.000      -8.933   1.180E-04      0.0000 
           2     2.35000        PERM   LinStatic                   0.000      -7.183   1.180E-04      0.0000 
           2     0.15000        NEVE   LinStatic                   0.000       6.291   8.075E-05      0.0000 
           2     0.50000        NEVE   LinStatic                   0.000       6.291   8.075E-05      0.0000 
           2     0.50000        NEVE   LinStatic                   0.000       3.403   8.075E-05      0.0000 
           2     1.00000        NEVE   LinStatic                   0.000       3.403   8.075E-05      0.0000 
           2     1.00000        NEVE   LinStatic                   0.000       0.516   8.075E-05      0.0000 
           2     1.25000        NEVE   LinStatic                   0.000       0.516   8.075E-05      0.0000 
           2     1.50000        NEVE   LinStatic                   0.000       0.516   8.075E-05      0.0000 
           2     1.50000        NEVE   LinStatic                   0.000      -2.370   8.075E-05      0.0000 
           2     2.00000        NEVE   LinStatic                   0.000      -2.370   8.075E-05      0.0000 
           2     2.00000        NEVE   LinStatic                   0.000      -5.257   8.075E-05      0.0000 
           2     2.35000        NEVE   LinStatic                   0.000      -5.257   8.075E-05      0.0000 
           2     0.15000      VENTOX   LinStatic                   0.000      -1.239  -1.925E-05      0.0000 
           2     0.50000      VENTOX   LinStatic                   0.000      -1.239  -1.925E-05      0.0000 
           2     0.50000      VENTOX   LinStatic                   0.000      -0.531  -1.925E-05      0.0000 
           2     1.00000      VENTOX   LinStatic                   0.000      -0.531  -1.925E-05      0.0000 
           2     1.00000      VENTOX   LinStatic                   0.000       0.177  -1.925E-05      0.0000 
           2     1.25000      VENTOX   LinStatic                   0.000       0.177  -1.925E-05      0.0000 
           2     1.50000      VENTOX   LinStatic                   0.000       0.177  -1.925E-05      0.0000 
           2     1.50000      VENTOX   LinStatic                   0.000       0.885  -1.925E-05      0.0000 
           2     2.00000      VENTOX   LinStatic                   0.000       0.885  -1.925E-05      0.0000 
           2     2.00000      VENTOX   LinStatic                   0.000       1.593  -1.925E-05      0.0000 
           2     2.35000      VENTOX   LinStatic                   0.000       1.593  -1.925E-05      0.0000 
           2     0.15000      VENTOY   LinStatic                   0.000      -2.601  -1.715E-04      0.0000 
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           2     0.50000      VENTOY   LinStatic                   0.000      -2.601  -1.715E-04      0.0000 
           2     0.50000      VENTOY   LinStatic                   0.000      -1.803  -1.715E-04      0.0000 
           2     1.00000      VENTOY   LinStatic                   0.000      -1.803  -1.715E-04      0.0000 
           2     1.00000      VENTOY   LinStatic                   0.000      -1.005  -1.715E-04      0.0000 
           2     1.25000      VENTOY   LinStatic                   0.000      -1.005  -1.715E-04      0.0000 
           2     1.50000      VENTOY   LinStatic                   0.000      -1.005  -1.715E-04      0.0000 
           2     1.50000      VENTOY   LinStatic                   0.000      -0.208  -1.715E-04      0.0000 
           2     2.00000      VENTOY   LinStatic                   0.000      -0.208  -1.715E-04      0.0000 
           2     2.00000      VENTOY   LinStatic                   0.000       0.588  -1.715E-04      0.0000 
           2     2.35000      VENTOY   LinStatic                   0.000       0.588  -1.715E-04      0.0000 
           2     0.15000      SISMAX LinRespSpec         Max       1.026       5.304       0.050      0.0000 
           2     0.50000      SISMAX LinRespSpec         Max       1.026       5.304       0.050      0.0000 
           2     0.50000      SISMAX LinRespSpec         Max       0.639       5.247       0.035      0.0000 
           2     1.00000      SISMAX LinRespSpec         Max       0.639       5.247       0.035      0.0000 
           2     1.00000      SISMAX LinRespSpec         Max   1.966E-06       5.194       0.019      0.0000 
           2     1.25000      SISMAX LinRespSpec         Max   1.966E-06       5.194       0.019      0.0000 
           2     1.50000      SISMAX LinRespSpec         Max   1.966E-06       5.194       0.019      0.0000 
           2     1.50000      SISMAX LinRespSpec         Max       0.639       5.143       0.038      0.0000 
           2     2.00000      SISMAX LinRespSpec         Max       0.639       5.143       0.038      0.0000 
           2     2.00000      SISMAX LinRespSpec         Max       1.026       5.096       0.052      0.0000 
           2     2.35000      SISMAX LinRespSpec         Max       1.026       5.096       0.052      0.0000 
           2     0.15000      SISMAY LinRespSpec         Max       0.087       2.865       0.828      0.0000 
           2     0.50000      SISMAY LinRespSpec         Max       0.087       2.865       0.828      0.0000 
           2     0.50000      SISMAY LinRespSpec         Max       0.054       2.603       0.522      0.0000 
           2     1.00000      SISMAY LinRespSpec         Max       0.054       2.603       0.522      0.0000 
           2     1.00000      SISMAY LinRespSpec         Max   1.378E-06       2.343       0.162      0.0000 
           2     1.25000      SISMAY LinRespSpec         Max   1.378E-06       2.343       0.162      0.0000 
           2     1.50000      SISMAY LinRespSpec         Max   1.378E-06       2.343       0.162      0.0000 
           2     1.50000      SISMAY LinRespSpec         Max       0.054       2.085       0.643      0.0000 
           2     2.00000      SISMAY LinRespSpec         Max       0.054       2.085       0.643      0.0000 
           2     2.00000      SISMAY LinRespSpec         Max       0.087       1.830       0.873      0.0000 
           2     2.35000      SISMAY LinRespSpec         Max       0.087       1.830       0.873      0.0000 
           2     0.15000        TERM   LinStatic                   0.000       4.510  -3.232E-05      0.0000 
           2     0.50000        TERM   LinStatic                   0.000       4.510  -3.232E-05      0.0000 
           2     0.50000        TERM   LinStatic                   0.000       4.500  -3.232E-05      0.0000 
           2     1.00000        TERM   LinStatic                   0.000       4.500  -3.232E-05      0.0000 
           2     1.00000        TERM   LinStatic                   0.000       4.494  -3.232E-05      0.0000 
           2     1.25000        TERM   LinStatic                   0.000       4.494  -3.232E-05      0.0000 
           2     1.50000        TERM   LinStatic                   0.000       4.494  -3.232E-05      0.0000 
           2     1.50000        TERM   LinStatic                   0.000       4.490  -3.232E-05      0.0000 
           2     2.00000        TERM   LinStatic                   0.000       4.490  -3.232E-05      0.0000 
           2     2.00000        TERM   LinStatic                   0.000       4.490  -3.232E-05      0.0000 
           2     2.35000        TERM   LinStatic                   0.000       4.490  -3.232E-05      0.0000 
           2     0.15000       COMB1 Combination         Max       0.000      51.907   4.323E-05      0.0000 
           2     0.50000       COMB1 Combination         Max       0.000      59.284   4.323E-05      0.0000 
           2     0.50000       COMB1 Combination         Max       0.000      27.945   4.323E-05      0.0000 
           2     1.00000       COMB1 Combination         Max       0.000      38.482   4.323E-05      0.0000 
           2     1.00000       COMB1 Combination         Max       0.000       7.160   4.323E-05      0.0000 
           2     1.25000       COMB1 Combination         Max       0.000      12.428   4.323E-05      0.0000 
           2     1.50000       COMB1 Combination         Max       0.000      17.697   4.323E-05      0.0000 
           2     1.50000       COMB1 Combination         Max       0.000     -13.616   4.323E-05      0.0000 
           2     2.00000       COMB1 Combination         Max       0.000      -3.079   4.323E-05      0.0000 
           2     2.00000       COMB1 Combination         Max       0.000     -34.393   4.323E-05      0.0000 
           2     2.35000       COMB1 Combination         Max       0.000     -27.017   4.323E-05      0.0000 
           2     0.15000       COMB1 Combination         Min       0.000      51.907   4.323E-05      0.0000 
           2     0.50000       COMB1 Combination         Min       0.000      59.284   4.323E-05      0.0000 
           2     0.50000       COMB1 Combination         Min       0.000      27.945   4.323E-05      0.0000 
           2     1.00000       COMB1 Combination         Min       0.000      38.482   4.323E-05      0.0000 
           2     1.00000       COMB1 Combination         Min       0.000       7.160   4.323E-05      0.0000 
           2     1.25000       COMB1 Combination         Min       0.000      12.428   4.323E-05      0.0000 
           2     1.50000       COMB1 Combination         Min       0.000      17.697   4.323E-05      0.0000 
           2     1.50000       COMB1 Combination         Min       0.000     -13.616   4.323E-05      0.0000 
           2     2.00000       COMB1 Combination         Min       0.000      -3.079   4.323E-05      0.0000 
           2     2.00000       COMB1 Combination         Min       0.000     -34.393   4.323E-05      0.0000 
           2     2.35000       COMB1 Combination         Min       0.000     -27.017   4.323E-05      0.0000 
           2     0.15000       COMB2 Combination         Max       0.000      58.198   1.240E-04      0.0000 
           2     0.50000       COMB2 Combination         Max       0.000      65.575   1.240E-04      0.0000 
           2     0.50000       COMB2 Combination         Max       0.000      31.347   1.240E-04      0.0000 
           2     1.00000       COMB2 Combination         Max       0.000      41.885   1.240E-04      0.0000 
           2     1.00000       COMB2 Combination         Max       0.000       7.676   1.240E-04      0.0000 
           2     1.25000       COMB2 Combination         Max       0.000      12.945   1.240E-04      0.0000 
           2     1.50000       COMB2 Combination         Max       0.000      18.213   1.240E-04      0.0000 
           2     1.50000       COMB2 Combination         Max       0.000     -15.986   1.240E-04      0.0000 
           2     2.00000       COMB2 Combination         Max       0.000      -5.449   1.240E-04      0.0000 
           2     2.00000       COMB2 Combination         Max       0.000     -39.650   1.240E-04      0.0000 
           2     2.35000       COMB2 Combination         Max       0.000     -32.274   1.240E-04      0.0000 
           2     0.15000       COMB2 Combination         Min       0.000      58.198   1.240E-04      0.0000 
           2     0.50000       COMB2 Combination         Min       0.000      65.575   1.240E-04      0.0000 
           2     0.50000       COMB2 Combination         Min       0.000      31.347   1.240E-04      0.0000 
           2     1.00000       COMB2 Combination         Min       0.000      41.885   1.240E-04      0.0000 
           2     1.00000       COMB2 Combination         Min       0.000       7.676   1.240E-04      0.0000 
           2     1.25000       COMB2 Combination         Min       0.000      12.945   1.240E-04      0.0000 
           2     1.50000       COMB2 Combination         Min       0.000      18.213   1.240E-04      0.0000 
           2     1.50000       COMB2 Combination         Min       0.000     -15.986   1.240E-04      0.0000 
           2     2.00000       COMB2 Combination         Min       0.000      -5.449   1.240E-04      0.0000 
           2     2.00000       COMB2 Combination         Min       0.000     -39.650   1.240E-04      0.0000 
           2     2.35000       COMB2 Combination         Min       0.000     -32.274   1.240E-04      0.0000 
           2     0.15000       COMB3 Combination         Max       0.000      50.668   2.398E-05      0.0000 
           2     0.50000       COMB3 Combination         Max       0.000      58.045   2.398E-05      0.0000 
           2     0.50000       COMB3 Combination         Max       0.000      27.414   2.398E-05      0.0000 
           2     1.00000       COMB3 Combination         Max       0.000      37.951   2.398E-05      0.0000 
           2     1.00000       COMB3 Combination         Max       0.000       7.336   2.398E-05      0.0000 
           2     1.25000       COMB3 Combination         Max       0.000      12.605   2.398E-05      0.0000 
           2     1.50000       COMB3 Combination         Max       0.000      17.874   2.398E-05      0.0000 
           2     1.50000       COMB3 Combination         Max       0.000     -12.732   2.398E-05      0.0000 
           2     2.00000       COMB3 Combination         Max       0.000      -2.194   2.398E-05      0.0000 
           2     2.00000       COMB3 Combination         Max       0.000     -32.800   2.398E-05      0.0000 
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           2     2.35000       COMB3 Combination         Max       0.000     -25.424   2.398E-05      0.0000 
           2     0.15000       COMB3 Combination         Min       0.000      50.668   2.398E-05      0.0000 
           2     0.50000       COMB3 Combination         Min       0.000      58.045   2.398E-05      0.0000 
           2     0.50000       COMB3 Combination         Min       0.000      27.414   2.398E-05      0.0000 
           2     1.00000       COMB3 Combination         Min       0.000      37.951   2.398E-05      0.0000 
           2     1.00000       COMB3 Combination         Min       0.000       7.336   2.398E-05      0.0000 
           2     1.25000       COMB3 Combination         Min       0.000      12.605   2.398E-05      0.0000 
           2     1.50000       COMB3 Combination         Min       0.000      17.874   2.398E-05      0.0000 
           2     1.50000       COMB3 Combination         Min       0.000     -12.732   2.398E-05      0.0000 
           2     2.00000       COMB3 Combination         Min       0.000      -2.194   2.398E-05      0.0000 
           2     2.00000       COMB3 Combination         Min       0.000     -32.800   2.398E-05      0.0000 
           2     2.35000       COMB3 Combination         Min       0.000     -25.424   2.398E-05      0.0000 
           2     0.15000       COMB4 Combination         Max       0.000      49.306  -1.283E-04      0.0000 
           2     0.50000       COMB4 Combination         Max       0.000      56.683  -1.283E-04      0.0000 
           2     0.50000       COMB4 Combination         Max       0.000      26.142  -1.283E-04      0.0000 
           2     1.00000       COMB4 Combination         Max       0.000      36.680  -1.283E-04      0.0000 
           2     1.00000       COMB4 Combination         Max       0.000       6.155  -1.283E-04      0.0000 
           2     1.25000       COMB4 Combination         Max       0.000      11.423  -1.283E-04      0.0000 
           2     1.50000       COMB4 Combination         Max       0.000      16.692  -1.283E-04      0.0000 
           2     1.50000       COMB4 Combination         Max       0.000     -13.825  -1.283E-04      0.0000 
           2     2.00000       COMB4 Combination         Max       0.000      -3.287  -1.283E-04      0.0000 
           2     2.00000       COMB4 Combination         Max       0.000     -33.804  -1.283E-04      0.0000 
           2     2.35000       COMB4 Combination         Max       0.000     -26.428  -1.283E-04      0.0000 
           2     0.15000       COMB4 Combination         Min       0.000      49.306  -1.283E-04      0.0000 
           2     0.50000       COMB4 Combination         Min       0.000      56.683  -1.283E-04      0.0000 
           2     0.50000       COMB4 Combination         Min       0.000      26.142  -1.283E-04      0.0000 
           2     1.00000       COMB4 Combination         Min       0.000      36.680  -1.283E-04      0.0000 
           2     1.00000       COMB4 Combination         Min       0.000       6.155  -1.283E-04      0.0000 
           2     1.25000       COMB4 Combination         Min       0.000      11.423  -1.283E-04      0.0000 
           2     1.50000       COMB4 Combination         Min       0.000      16.692  -1.283E-04      0.0000 
           2     1.50000       COMB4 Combination         Min       0.000     -13.825  -1.283E-04      0.0000 
           2     2.00000       COMB4 Combination         Min       0.000      -3.287  -1.283E-04      0.0000 
           2     2.00000       COMB4 Combination         Min       0.000     -33.804  -1.283E-04      0.0000 
           2     2.35000       COMB4 Combination         Min       0.000     -26.428  -1.283E-04      0.0000 
           2     0.15000       COMB5 Combination         Max       0.000      56.959   1.047E-04      0.0000 
           2     0.50000       COMB5 Combination         Max       0.000      64.336   1.047E-04      0.0000 
           2     0.50000       COMB5 Combination         Max       0.000      30.816   1.047E-04      0.0000 
           2     1.00000       COMB5 Combination         Max       0.000      41.354   1.047E-04      0.0000 
           2     1.00000       COMB5 Combination         Max       0.000       7.853   1.047E-04      0.0000 
           2     1.25000       COMB5 Combination         Max       0.000      13.121   1.047E-04      0.0000 
           2     1.50000       COMB5 Combination         Max       0.000      18.390   1.047E-04      0.0000 
           2     1.50000       COMB5 Combination         Max       0.000     -15.102   1.047E-04      0.0000 
           2     2.00000       COMB5 Combination         Max       0.000      -4.564   1.047E-04      0.0000 
           2     2.00000       COMB5 Combination         Max       0.000     -38.057   1.047E-04      0.0000 
           2     2.35000       COMB5 Combination         Max       0.000     -30.681   1.047E-04      0.0000 
           2     0.15000       COMB5 Combination         Min       0.000      56.959   1.047E-04      0.0000 
           2     0.50000       COMB5 Combination         Min       0.000      64.336   1.047E-04      0.0000 
           2     0.50000       COMB5 Combination         Min       0.000      30.816   1.047E-04      0.0000 
           2     1.00000       COMB5 Combination         Min       0.000      41.354   1.047E-04      0.0000 
           2     1.00000       COMB5 Combination         Min       0.000       7.853   1.047E-04      0.0000 
           2     1.25000       COMB5 Combination         Min       0.000      13.121   1.047E-04      0.0000 
           2     1.50000       COMB5 Combination         Min       0.000      18.390   1.047E-04      0.0000 
           2     1.50000       COMB5 Combination         Min       0.000     -15.102   1.047E-04      0.0000 
           2     2.00000       COMB5 Combination         Min       0.000      -4.564   1.047E-04      0.0000 
           2     2.00000       COMB5 Combination         Min       0.000     -38.057   1.047E-04      0.0000 
           2     2.35000       COMB5 Combination         Min       0.000     -30.681   1.047E-04      0.0000 
           2     0.15000       COMB6 Combination         Max       0.000      55.597  -4.751E-05      0.0000 
           2     0.50000       COMB6 Combination         Max       0.000      62.974  -4.751E-05      0.0000 
           2     0.50000       COMB6 Combination         Max       0.000      29.545  -4.751E-05      0.0000 
           2     1.00000       COMB6 Combination         Max       0.000      40.082  -4.751E-05      0.0000 
           2     1.00000       COMB6 Combination         Max       0.000       6.671  -4.751E-05      0.0000 
           2     1.25000       COMB6 Combination         Max       0.000      11.940  -4.751E-05      0.0000 
           2     1.50000       COMB6 Combination         Max       0.000      17.208  -4.751E-05      0.0000 
           2     1.50000       COMB6 Combination         Max       0.000     -16.194  -4.751E-05      0.0000 
           2     2.00000       COMB6 Combination         Max       0.000      -5.657  -4.751E-05      0.0000 
           2     2.00000       COMB6 Combination         Max       0.000     -39.061  -4.751E-05      0.0000 
           2     2.35000       COMB6 Combination         Max       0.000     -31.685  -4.751E-05      0.0000 
           2     0.15000       COMB6 Combination         Min       0.000      55.597  -4.751E-05      0.0000 
           2     0.50000       COMB6 Combination         Min       0.000      62.974  -4.751E-05      0.0000 
           2     0.50000       COMB6 Combination         Min       0.000      29.545  -4.751E-05      0.0000 
           2     1.00000       COMB6 Combination         Min       0.000      40.082  -4.751E-05      0.0000 
           2     1.00000       COMB6 Combination         Min       0.000       6.671  -4.751E-05      0.0000 
           2     1.25000       COMB6 Combination         Min       0.000      11.940  -4.751E-05      0.0000 
           2     1.50000       COMB6 Combination         Min       0.000      17.208  -4.751E-05      0.0000 
           2     1.50000       COMB6 Combination         Min       0.000     -16.194  -4.751E-05      0.0000 
           2     2.00000       COMB6 Combination         Min       0.000      -5.657  -4.751E-05      0.0000 
           2     2.00000       COMB6 Combination         Min       0.000     -39.061  -4.751E-05      0.0000 
           2     2.35000       COMB6 Combination         Min       0.000     -31.685  -4.751E-05      0.0000 
           2     0.15000       COMB7 Combination         Max       0.000      42.888   1.079E-04      0.0000 
           2     0.50000       COMB7 Combination         Max       0.000      50.264   1.079E-04      0.0000 
           2     0.50000       COMB7 Combination         Max       0.000      18.944   1.079E-04      0.0000 
           2     1.00000       COMB7 Combination         Max       0.000      29.481   1.079E-04      0.0000 
           2     1.00000       COMB7 Combination         Max       0.000      -1.828   1.079E-04      0.0000 
           2     1.25000       COMB7 Combination         Max       0.000       3.441   1.079E-04      0.0000 
           2     1.50000       COMB7 Combination         Max       0.000       8.710   1.079E-04      0.0000 
           2     1.50000       COMB7 Combination         Max       0.000     -22.597   1.079E-04      0.0000 
           2     2.00000       COMB7 Combination         Max       0.000     -12.060   1.079E-04      0.0000 
           2     2.00000       COMB7 Combination         Max       0.000     -43.372   1.079E-04      0.0000 
           2     2.35000       COMB7 Combination         Max       0.000     -35.996   1.079E-04      0.0000 
           2     0.15000       COMB7 Combination         Min       0.000      42.888   1.079E-04      0.0000 
           2     0.50000       COMB7 Combination         Min       0.000      50.264   1.079E-04      0.0000 
           2     0.50000       COMB7 Combination         Min       0.000      18.944   1.079E-04      0.0000 
           2     1.00000       COMB7 Combination         Min       0.000      29.481   1.079E-04      0.0000 
           2     1.00000       COMB7 Combination         Min       0.000      -1.828   1.079E-04      0.0000 
           2     1.25000       COMB7 Combination         Min       0.000       3.441   1.079E-04      0.0000 
           2     1.50000       COMB7 Combination         Min       0.000       8.710   1.079E-04      0.0000 
           2     1.50000       COMB7 Combination         Min       0.000     -22.597   1.079E-04      0.0000 
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           2     2.00000       COMB7 Combination         Min       0.000     -12.060   1.079E-04      0.0000 
           2     2.00000       COMB7 Combination         Min       0.000     -43.372   1.079E-04      0.0000 
           2     2.35000       COMB7 Combination         Min       0.000     -35.996   1.079E-04      0.0000 
           2     0.15000       COMB8 Combination         Max       0.000      49.179   1.886E-04      0.0000 
           2     0.50000       COMB8 Combination         Max       0.000      56.555   1.886E-04      0.0000 
           2     0.50000       COMB8 Combination         Max       0.000      22.347   1.886E-04      0.0000 
           2     1.00000       COMB8 Combination         Max       0.000      32.884   1.886E-04      0.0000 
           2     1.00000       COMB8 Combination         Max       0.000      -1.311   1.886E-04      0.0000 
           2     1.25000       COMB8 Combination         Max       0.000       3.957   1.886E-04      0.0000 
           2     1.50000       COMB8 Combination         Max       0.000       9.226   1.886E-04      0.0000 
           2     1.50000       COMB8 Combination         Max       0.000     -24.967   1.886E-04      0.0000 
           2     2.00000       COMB8 Combination         Max       0.000     -14.429   1.886E-04      0.0000 
           2     2.00000       COMB8 Combination         Max       0.000     -48.629   1.886E-04      0.0000 
           2     2.35000       COMB8 Combination         Max       0.000     -41.253   1.886E-04      0.0000 
           2     0.15000       COMB8 Combination         Min       0.000      49.179   1.886E-04      0.0000 
           2     0.50000       COMB8 Combination         Min       0.000      56.555   1.886E-04      0.0000 
           2     0.50000       COMB8 Combination         Min       0.000      22.347   1.886E-04      0.0000 
           2     1.00000       COMB8 Combination         Min       0.000      32.884   1.886E-04      0.0000 
           2     1.00000       COMB8 Combination         Min       0.000      -1.311   1.886E-04      0.0000 
           2     1.25000       COMB8 Combination         Min       0.000       3.957   1.886E-04      0.0000 
           2     1.50000       COMB8 Combination         Min       0.000       9.226   1.886E-04      0.0000 
           2     1.50000       COMB8 Combination         Min       0.000     -24.967   1.886E-04      0.0000 
           2     2.00000       COMB8 Combination         Min       0.000     -14.429   1.886E-04      0.0000 
           2     2.00000       COMB8 Combination         Min       0.000     -48.629   1.886E-04      0.0000 
           2     2.35000       COMB8 Combination         Min       0.000     -41.253   1.886E-04      0.0000 
           2     0.15000       COMB9 Combination         Max       0.000      41.649   8.861E-05      0.0000 
           2     0.50000       COMB9 Combination         Max       0.000      49.025   8.861E-05      0.0000 
           2     0.50000       COMB9 Combination         Max       0.000      18.413   8.861E-05      0.0000 
           2     1.00000       COMB9 Combination         Max       0.000      28.950   8.861E-05      0.0000 
           2     1.00000       COMB9 Combination         Max       0.000      -1.651   8.861E-05      0.0000 
           2     1.25000       COMB9 Combination         Max       0.000       3.618   8.861E-05      0.0000 
           2     1.50000       COMB9 Combination         Max       0.000       8.886   8.861E-05      0.0000 
           2     1.50000       COMB9 Combination         Max       0.000     -21.712   8.861E-05      0.0000 
           2     2.00000       COMB9 Combination         Max       0.000     -11.175   8.861E-05      0.0000 
           2     2.00000       COMB9 Combination         Max       0.000     -41.780   8.861E-05      0.0000 
           2     2.35000       COMB9 Combination         Max       0.000     -34.403   8.861E-05      0.0000 
           2     0.15000       COMB9 Combination         Min       0.000      41.649   8.861E-05      0.0000 
           2     0.50000       COMB9 Combination         Min       0.000      49.025   8.861E-05      0.0000 
           2     0.50000       COMB9 Combination         Min       0.000      18.413   8.861E-05      0.0000 
           2     1.00000       COMB9 Combination         Min       0.000      28.950   8.861E-05      0.0000 
           2     1.00000       COMB9 Combination         Min       0.000      -1.651   8.861E-05      0.0000 
           2     1.25000       COMB9 Combination         Min       0.000       3.618   8.861E-05      0.0000 
           2     1.50000       COMB9 Combination         Min       0.000       8.886   8.861E-05      0.0000 
           2     1.50000       COMB9 Combination         Min       0.000     -21.712   8.861E-05      0.0000 
           2     2.00000       COMB9 Combination         Min       0.000     -11.175   8.861E-05      0.0000 
           2     2.00000       COMB9 Combination         Min       0.000     -41.780   8.861E-05      0.0000 
           2     2.35000       COMB9 Combination         Min       0.000     -34.403   8.861E-05      0.0000 
           2     0.15000      COMB10 Combination         Max       0.000      40.286  -6.363E-05      0.0000 
           2     0.50000      COMB10 Combination         Max       0.000      47.663  -6.363E-05      0.0000 
           2     0.50000      COMB10 Combination         Max       0.000      17.141  -6.363E-05      0.0000 
           2     1.00000      COMB10 Combination         Max       0.000      27.679  -6.363E-05      0.0000 
           2     1.00000      COMB10 Combination         Max       0.000      -2.833  -6.363E-05      0.0000 
           2     1.25000      COMB10 Combination         Max       0.000       2.436  -6.363E-05      0.0000 
           2     1.50000      COMB10 Combination         Max       0.000       7.705  -6.363E-05      0.0000 
           2     1.50000      COMB10 Combination         Max       0.000     -22.805  -6.363E-05      0.0000 
           2     2.00000      COMB10 Combination         Max       0.000     -12.268  -6.363E-05      0.0000 
           2     2.00000      COMB10 Combination         Max       0.000     -42.784  -6.363E-05      0.0000 
           2     2.35000      COMB10 Combination         Max       0.000     -35.408  -6.363E-05      0.0000 
           2     0.15000      COMB10 Combination         Min       0.000      40.286  -6.363E-05      0.0000 
           2     0.50000      COMB10 Combination         Min       0.000      47.663  -6.363E-05      0.0000 
           2     0.50000      COMB10 Combination         Min       0.000      17.141  -6.363E-05      0.0000 
           2     1.00000      COMB10 Combination         Min       0.000      27.679  -6.363E-05      0.0000 
           2     1.00000      COMB10 Combination         Min       0.000      -2.833  -6.363E-05      0.0000 
           2     1.25000      COMB10 Combination         Min       0.000       2.436  -6.363E-05      0.0000 
           2     1.50000      COMB10 Combination         Min       0.000       7.705  -6.363E-05      0.0000 
           2     1.50000      COMB10 Combination         Min       0.000     -22.805  -6.363E-05      0.0000 
           2     2.00000      COMB10 Combination         Min       0.000     -12.268  -6.363E-05      0.0000 
           2     2.00000      COMB10 Combination         Min       0.000     -42.784  -6.363E-05      0.0000 
           2     2.35000      COMB10 Combination         Min       0.000     -35.408  -6.363E-05      0.0000 
           2     0.15000      COMB11 Combination         Max       0.000      47.940   1.694E-04      0.0000 
           2     0.50000      COMB11 Combination         Max       0.000      55.316   1.694E-04      0.0000 
           2     0.50000      COMB11 Combination         Max       0.000      21.816   1.694E-04      0.0000 
           2     1.00000      COMB11 Combination         Max       0.000      32.353   1.694E-04      0.0000 
           2     1.00000      COMB11 Combination         Max       0.000      -1.135   1.694E-04      0.0000 
           2     1.25000      COMB11 Combination         Max       0.000       4.134   1.694E-04      0.0000 
           2     1.50000      COMB11 Combination         Max       0.000       9.403   1.694E-04      0.0000 
           2     1.50000      COMB11 Combination         Max       0.000     -24.082   1.694E-04      0.0000 
           2     2.00000      COMB11 Combination         Max       0.000     -13.545   1.694E-04      0.0000 
           2     2.00000      COMB11 Combination         Max       0.000     -47.037   1.694E-04      0.0000 
           2     2.35000      COMB11 Combination         Max       0.000     -39.660   1.694E-04      0.0000 
           2     0.15000      COMB11 Combination         Min       0.000      47.940   1.694E-04      0.0000 
           2     0.50000      COMB11 Combination         Min       0.000      55.316   1.694E-04      0.0000 
           2     0.50000      COMB11 Combination         Min       0.000      21.816   1.694E-04      0.0000 
           2     1.00000      COMB11 Combination         Min       0.000      32.353   1.694E-04      0.0000 
           2     1.00000      COMB11 Combination         Min       0.000      -1.135   1.694E-04      0.0000 
           2     1.25000      COMB11 Combination         Min       0.000       4.134   1.694E-04      0.0000 
           2     1.50000      COMB11 Combination         Min       0.000       9.403   1.694E-04      0.0000 
           2     1.50000      COMB11 Combination         Min       0.000     -24.082   1.694E-04      0.0000 
           2     2.00000      COMB11 Combination         Min       0.000     -13.545   1.694E-04      0.0000 
           2     2.00000      COMB11 Combination         Min       0.000     -47.037   1.694E-04      0.0000 
           2     2.35000      COMB11 Combination         Min       0.000     -39.660   1.694E-04      0.0000 
           2     0.15000      COMB12 Combination         Max       0.000      46.577   1.712E-05      0.0000 
           2     0.50000      COMB12 Combination         Max       0.000      53.954   1.712E-05      0.0000 
           2     0.50000      COMB12 Combination         Max       0.000      20.544   1.712E-05      0.0000 
           2     1.00000      COMB12 Combination         Max       0.000      31.082   1.712E-05      0.0000 
           2     1.00000      COMB12 Combination         Max       0.000      -2.316   1.712E-05      0.0000 
           2     1.25000      COMB12 Combination         Max       0.000       2.952   1.712E-05      0.0000 
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           2     1.50000      COMB12 Combination         Max       0.000       8.221   1.712E-05      0.0000 
           2     1.50000      COMB12 Combination         Max       0.000     -25.175   1.712E-05      0.0000 
           2     2.00000      COMB12 Combination         Max       0.000     -14.637   1.712E-05      0.0000 
           2     2.00000      COMB12 Combination         Max       0.000     -48.041   1.712E-05      0.0000 
           2     2.35000      COMB12 Combination         Max       0.000     -40.665   1.712E-05      0.0000 
           2     0.15000      COMB12 Combination         Min       0.000      46.577   1.712E-05      0.0000 
           2     0.50000      COMB12 Combination         Min       0.000      53.954   1.712E-05      0.0000 
           2     0.50000      COMB12 Combination         Min       0.000      20.544   1.712E-05      0.0000 
           2     1.00000      COMB12 Combination         Min       0.000      31.082   1.712E-05      0.0000 
           2     1.00000      COMB12 Combination         Min       0.000      -2.316   1.712E-05      0.0000 
           2     1.25000      COMB12 Combination         Min       0.000       2.952   1.712E-05      0.0000 
           2     1.50000      COMB12 Combination         Min       0.000       8.221   1.712E-05      0.0000 
           2     1.50000      COMB12 Combination         Min       0.000     -25.175   1.712E-05      0.0000 
           2     2.00000      COMB12 Combination         Min       0.000     -14.637   1.712E-05      0.0000 
           2     2.00000      COMB12 Combination         Min       0.000     -48.041   1.712E-05      0.0000 
           2     2.35000      COMB12 Combination         Min       0.000     -40.665   1.712E-05      0.0000 
           2     0.15000      COMB13 Combination         Max       1.026      58.993       0.050      0.0000 
           2     0.50000      COMB13 Combination         Max       1.026      66.369       0.050      0.0000 
           2     0.50000      COMB13 Combination         Max       0.639      32.095       0.035      0.0000 
           2     1.00000      COMB13 Combination         Max       0.639      42.632       0.035      0.0000 
           2     1.00000      COMB13 Combination         Max   1.966E-06       8.376       0.019      0.0000 
           2     1.25000      COMB13 Combination         Max   1.966E-06      13.645       0.019      0.0000 
           2     1.50000      COMB13 Combination         Max   1.966E-06      18.913       0.019      0.0000 
           2     1.50000      COMB13 Combination         Max       0.639     -15.333       0.038      0.0000 
           2     2.00000      COMB13 Combination         Max       0.639      -4.796       0.038      0.0000 
           2     2.00000      COMB13 Combination         Max       1.026     -39.043       0.053      0.0000 
           2     2.35000      COMB13 Combination         Max       1.026     -31.667       0.053      0.0000 
           2     0.15000      COMB13 Combination         Min      -1.026      48.384      -0.050      0.0000 
           2     0.50000      COMB13 Combination         Min      -1.026      55.760      -0.050      0.0000 
           2     0.50000      COMB13 Combination         Min      -0.639      21.600      -0.035      0.0000 
           2     1.00000      COMB13 Combination         Min      -0.639      32.137      -0.035      0.0000 
           2     1.00000      COMB13 Combination         Min  -1.966E-06      -2.011      -0.019      0.0000 
           2     1.25000      COMB13 Combination         Min  -1.966E-06       3.257      -0.019      0.0000 
           2     1.50000      COMB13 Combination         Min  -1.966E-06       8.526      -0.019      0.0000 
           2     1.50000      COMB13 Combination         Min      -0.639     -25.620      -0.038      0.0000 
           2     2.00000      COMB13 Combination         Min      -0.639     -15.083      -0.038      0.0000 
           2     2.00000      COMB13 Combination         Min      -1.026     -49.236      -0.052      0.0000 
           2     2.35000      COMB13 Combination         Min      -1.026     -41.860      -0.052      0.0000 
           2     0.15000      COMB14 Combination         Max       0.087      56.553       0.828      0.0000 
           2     0.50000      COMB14 Combination         Max       0.087      63.930       0.828      0.0000 
           2     0.50000      COMB14 Combination         Max       0.054      29.450       0.522      0.0000 
           2     1.00000      COMB14 Combination         Max       0.054      39.987       0.522      0.0000 
           2     1.00000      COMB14 Combination         Max   1.378E-06       5.525       0.162      0.0000 
           2     1.25000      COMB14 Combination         Max   1.378E-06      10.794       0.162      0.0000 
           2     1.50000      COMB14 Combination         Max   1.378E-06      16.062       0.162      0.0000 
           2     1.50000      COMB14 Combination         Max       0.054     -18.391       0.643      0.0000 
           2     2.00000      COMB14 Combination         Max       0.054      -7.854       0.643      0.0000 
           2     2.00000      COMB14 Combination         Max       0.087     -42.310       0.873      0.0000 
           2     2.35000      COMB14 Combination         Max       0.087     -34.933       0.873      0.0000 
           2     0.15000      COMB14 Combination         Min      -0.087      50.824      -0.828      0.0000 
           2     0.50000      COMB14 Combination         Min      -0.087      58.200      -0.828      0.0000 
           2     0.50000      COMB14 Combination         Min      -0.054      24.244      -0.522      0.0000 
           2     1.00000      COMB14 Combination         Min      -0.054      34.782      -0.522      0.0000 
           2     1.00000      COMB14 Combination         Min  -1.378E-06       0.839      -0.162      0.0000 
           2     1.25000      COMB14 Combination         Min  -1.378E-06       6.108      -0.162      0.0000 
           2     1.50000      COMB14 Combination         Min  -1.378E-06      11.377      -0.162      0.0000 
           2     1.50000      COMB14 Combination         Min      -0.054     -22.562      -0.643      0.0000 
           2     2.00000      COMB14 Combination         Min      -0.054     -12.024      -0.643      0.0000 
           2     2.00000      COMB14 Combination         Min      -0.087     -45.970      -0.873      0.0000 
           2     2.35000      COMB14 Combination         Min      -0.087     -38.594      -0.873      0.0000 
           2     0.15000         INV Combination         Max       1.026      58.993       0.828      0.0000 
           2     0.50000         INV Combination         Max       1.026      66.369       0.828      0.0000 
           2     0.50000         INV Combination         Max       0.639      32.095       0.522      0.0000 
           2     1.00000         INV Combination         Max       0.639      42.632       0.522      0.0000 
           2     1.00000         INV Combination         Max   1.966E-06       8.376       0.162      0.0000 
           2     1.25000         INV Combination         Max   1.966E-06      13.645       0.162      0.0000 
           2     1.50000         INV Combination         Max   1.966E-06      18.913       0.162      0.0000 
           2     1.50000         INV Combination         Max       0.639     -12.732       0.643      0.0000 
           2     2.00000         INV Combination         Max       0.639      -2.194       0.643      0.0000 
           2     2.00000         INV Combination         Max       1.026     -32.800       0.873      0.0000 
           2     2.35000         INV Combination         Max       1.026     -25.424       0.873      0.0000 
           2     0.15000         INV Combination         Min      -1.026      40.286      -0.828      0.0000 
           2     0.50000         INV Combination         Min      -1.026      47.663      -0.828      0.0000 
           2     0.50000         INV Combination         Min      -0.639      17.141      -0.522      0.0000 
           2     1.00000         INV Combination         Min      -0.639      27.679      -0.522      0.0000 
           2     1.00000         INV Combination         Min  -1.966E-06      -2.833      -0.162      0.0000 
           2     1.25000         INV Combination         Min  -1.966E-06       2.436      -0.162      0.0000 
           2     1.50000         INV Combination         Min  -1.966E-06       7.705      -0.162      0.0000 
           2     1.50000         INV Combination         Min      -0.639     -25.620      -0.643      0.0000 
           2     2.00000         INV Combination         Min      -0.639     -15.083      -0.643      0.0000 
           2     2.00000         INV Combination         Min      -1.026     -49.236      -0.873      0.0000 
           2     2.35000         INV Combination         Min      -1.026     -41.860      -0.873      0.0000 
           3     0.15000          PP   LinStatic                   0.000      67.071   8.933E-06      0.0000 
           3     0.50000          PP   LinStatic                   0.000      72.698   8.933E-06      0.0000 
           3     0.50000          PP   LinStatic                   0.000      48.119   8.933E-06      0.0000 
           3     1.00000          PP   LinStatic                   0.000      56.157   8.933E-06      0.0000 
           3     1.00000          PP   LinStatic                   0.000      31.608   8.933E-06      0.0000 
           3     1.25000          PP   LinStatic                   0.000      35.627   8.933E-06      0.0000 
           3     1.50000          PP   LinStatic                   0.000      39.646   8.933E-06      0.0000 
           3     1.50000          PP   LinStatic                   0.000      15.123   8.933E-06      0.0000 
           3     2.00000          PP   LinStatic                   0.000      23.161   8.933E-06      0.0000 
           3     2.00000          PP   LinStatic                   0.000      -1.346   8.933E-06      0.0000 
           3     2.35000          PP   LinStatic                   0.000       4.281   8.933E-06      0.0000 
           3     0.15000        PERM   LinStatic                   0.000      17.689   3.745E-04      0.0000 
           3     0.50000        PERM   LinStatic                   0.000      19.439   3.745E-04      0.0000 
           3     0.50000        PERM   LinStatic                   0.000      12.723   3.745E-04      0.0000 
           3     1.00000        PERM   LinStatic                   0.000      15.223   3.745E-04      0.0000 
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           3     1.00000        PERM   LinStatic                   0.000       8.515   3.745E-04      0.0000 
           3     1.25000        PERM   LinStatic                   0.000       9.765   3.745E-04      0.0000 
           3     1.50000        PERM   LinStatic                   0.000      11.015   3.745E-04      0.0000 
           3     1.50000        PERM   LinStatic                   0.000       4.315   3.745E-04      0.0000 
           3     2.00000        PERM   LinStatic                   0.000       6.815   3.745E-04      0.0000 
           3     2.00000        PERM   LinStatic                   0.000       0.119   3.745E-04      0.0000 
           3     2.35000        PERM   LinStatic                   0.000       1.869   3.745E-04      0.0000 
           3     0.15000        NEVE   LinStatic                   0.000      12.445   2.563E-04      0.0000 
           3     0.50000        NEVE   LinStatic                   0.000      12.445   2.563E-04      0.0000 
           3     0.50000        NEVE   LinStatic                   0.000       9.561   2.563E-04      0.0000 
           3     1.00000        NEVE   LinStatic                   0.000       9.561   2.563E-04      0.0000 
           3     1.00000        NEVE   LinStatic                   0.000       6.682   2.563E-04      0.0000 
           3     1.25000        NEVE   LinStatic                   0.000       6.682   2.563E-04      0.0000 
           3     1.50000        NEVE   LinStatic                   0.000       6.682   2.563E-04      0.0000 
           3     1.50000        NEVE   LinStatic                   0.000       3.808   2.563E-04      0.0000 
           3     2.00000        NEVE   LinStatic                   0.000       3.808   2.563E-04      0.0000 
           3     2.00000        NEVE   LinStatic                   0.000       0.937   2.563E-04      0.0000 
           3     2.35000        NEVE   LinStatic                   0.000       0.937   2.563E-04      0.0000 
           3     0.15000      VENTOX   LinStatic                   0.000      -2.824  -6.334E-05      0.0000 
           3     0.50000      VENTOX   LinStatic                   0.000      -2.824  -6.334E-05      0.0000 
           3     0.50000      VENTOX   LinStatic                   0.000      -2.116  -6.334E-05      0.0000 
           3     1.00000      VENTOX   LinStatic                   0.000      -2.116  -6.334E-05      0.0000 
           3     1.00000      VENTOX   LinStatic                   0.000      -1.410  -6.334E-05      0.0000 
           3     1.25000      VENTOX   LinStatic                   0.000      -1.410  -6.334E-05      0.0000 
           3     1.50000      VENTOX   LinStatic                   0.000      -1.410  -6.334E-05      0.0000 
           3     1.50000      VENTOX   LinStatic                   0.000      -0.704  -6.334E-05      0.0000 
           3     2.00000      VENTOX   LinStatic                   0.000      -0.704  -6.334E-05      0.0000 
           3     2.00000      VENTOX   LinStatic                   0.000   9.457E-04  -6.334E-05      0.0000 
           3     2.35000      VENTOX   LinStatic                   0.000   9.457E-04  -6.334E-05      0.0000 
           3     0.15000      VENTOY   LinStatic                   0.000      -4.564   2.015E-03      0.0000 
           3     0.50000      VENTOY   LinStatic                   0.000      -4.564   2.015E-03      0.0000 
           3     0.50000      VENTOY   LinStatic                   0.000      -3.769   2.015E-03      0.0000 
           3     1.00000      VENTOY   LinStatic                   0.000      -3.769   2.015E-03      0.0000 
           3     1.00000      VENTOY   LinStatic                   0.000      -2.976   2.015E-03      0.0000 
           3     1.25000      VENTOY   LinStatic                   0.000      -2.976   2.015E-03      0.0000 
           3     1.50000      VENTOY   LinStatic                   0.000      -2.976   2.015E-03      0.0000 
           3     1.50000      VENTOY   LinStatic                   0.000      -2.185   2.015E-03      0.0000 
           3     2.00000      VENTOY   LinStatic                   0.000      -2.185   2.015E-03      0.0000 
           3     2.00000      VENTOY   LinStatic                   0.000      -1.396   2.015E-03      0.0000 
           3     2.35000      VENTOY   LinStatic                   0.000      -1.396   2.015E-03      0.0000 
           3     0.15000      SISMAX LinRespSpec         Max       0.999       4.119       0.059      0.0000 
           3     0.50000      SISMAX LinRespSpec         Max       0.999       4.119       0.059      0.0000 
           3     0.50000      SISMAX LinRespSpec         Max       0.622       4.075       0.044      0.0000 
           3     1.00000      SISMAX LinRespSpec         Max       0.622       4.075       0.044      0.0000 
           3     1.00000      SISMAX LinRespSpec         Max   7.875E-07       4.034       0.020      0.0000 
           3     1.25000      SISMAX LinRespSpec         Max   7.875E-07       4.034       0.020      0.0000 
           3     1.50000      SISMAX LinRespSpec         Max   7.875E-07       4.034       0.020      0.0000 
           3     1.50000      SISMAX LinRespSpec         Max       0.622       3.995       0.037      0.0000 
           3     2.00000      SISMAX LinRespSpec         Max       0.622       3.995       0.037      0.0000 
           3     2.00000      SISMAX LinRespSpec         Max       0.999       3.959       0.054      0.0000 
           3     2.35000      SISMAX LinRespSpec         Max       0.999       3.959       0.054      0.0000 
           3     0.15000      SISMAY LinRespSpec         Max       0.041       4.531       0.960      0.0000 
           3     0.50000      SISMAY LinRespSpec         Max       0.041       4.531       0.960      0.0000 
           3     0.50000      SISMAY LinRespSpec         Max       0.026       4.277       0.642      0.0000 
           3     1.00000      SISMAY LinRespSpec         Max       0.026       4.277       0.642      0.0000 
           3     1.00000      SISMAY LinRespSpec         Max   5.574E-07       4.026       0.127      0.0000 
           3     1.25000      SISMAY LinRespSpec         Max   5.574E-07       4.026       0.127      0.0000 
           3     1.50000      SISMAY LinRespSpec         Max   5.574E-07       4.026       0.127      0.0000 
           3     1.50000      SISMAY LinRespSpec         Max       0.026       3.778       0.682      0.0000 
           3     2.00000      SISMAY LinRespSpec         Max       0.026       3.778       0.682      0.0000 
           3     2.00000      SISMAY LinRespSpec         Max       0.041       3.533       0.967      0.0000 
           3     2.35000      SISMAY LinRespSpec         Max       0.041       3.533       0.967      0.0000 
           3     0.15000        TERM   LinStatic                   0.000       2.507   8.050E-06      0.0000 
           3     0.50000        TERM   LinStatic                   0.000       2.507   8.050E-06      0.0000 
           3     0.50000        TERM   LinStatic                   0.000       2.509   8.050E-06      0.0000 
           3     1.00000        TERM   LinStatic                   0.000       2.509   8.050E-06      0.0000 
           3     1.00000        TERM   LinStatic                   0.000       2.513   8.050E-06      0.0000 
           3     1.25000        TERM   LinStatic                   0.000       2.513   8.050E-06      0.0000 
           3     1.50000        TERM   LinStatic                   0.000       2.513   8.050E-06      0.0000 
           3     1.50000        TERM   LinStatic                   0.000       2.518   8.050E-06      0.0000 
           3     2.00000        TERM   LinStatic                   0.000       2.518   8.050E-06      0.0000 
           3     2.00000        TERM   LinStatic                   0.000       2.525   8.050E-06      0.0000 
           3     2.35000        TERM   LinStatic                   0.000       2.525   8.050E-06      0.0000 
           3     0.15000       COMB1 Combination         Max       0.000      87.267   3.915E-04      0.0000 
           3     0.50000       COMB1 Combination         Max       0.000      94.643   3.915E-04      0.0000 
           3     0.50000       COMB1 Combination         Max       0.000      63.351   3.915E-04      0.0000 
           3     1.00000       COMB1 Combination         Max       0.000      73.889   3.915E-04      0.0000 
           3     1.00000       COMB1 Combination         Max       0.000      42.636   3.915E-04      0.0000 
           3     1.25000       COMB1 Combination         Max       0.000      47.905   3.915E-04      0.0000 
           3     1.50000       COMB1 Combination         Max       0.000      53.174   3.915E-04      0.0000 
           3     1.50000       COMB1 Combination         Max       0.000      21.956   3.915E-04      0.0000 
           3     2.00000       COMB1 Combination         Max       0.000      32.494   3.915E-04      0.0000 
           3     2.00000       COMB1 Combination         Max       0.000       1.299   3.915E-04      0.0000 
           3     2.35000       COMB1 Combination         Max       0.000       8.675   3.915E-04      0.0000 
           3     0.15000       COMB1 Combination         Min       0.000      87.267   3.915E-04      0.0000 
           3     0.50000       COMB1 Combination         Min       0.000      94.643   3.915E-04      0.0000 
           3     0.50000       COMB1 Combination         Min       0.000      63.351   3.915E-04      0.0000 
           3     1.00000       COMB1 Combination         Min       0.000      73.889   3.915E-04      0.0000 
           3     1.00000       COMB1 Combination         Min       0.000      42.636   3.915E-04      0.0000 
           3     1.25000       COMB1 Combination         Min       0.000      47.905   3.915E-04      0.0000 
           3     1.50000       COMB1 Combination         Min       0.000      53.174   3.915E-04      0.0000 
           3     1.50000       COMB1 Combination         Min       0.000      21.956   3.915E-04      0.0000 
           3     2.00000       COMB1 Combination         Min       0.000      32.494   3.915E-04      0.0000 
           3     2.00000       COMB1 Combination         Min       0.000       1.299   3.915E-04      0.0000 
           3     2.35000       COMB1 Combination         Min       0.000       8.675   3.915E-04      0.0000 
           3     0.15000       COMB2 Combination         Max       0.000      99.712   6.478E-04      0.0000 
           3     0.50000       COMB2 Combination         Max       0.000     107.088   6.478E-04      0.0000 
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           3     0.50000       COMB2 Combination         Max       0.000      72.912   6.478E-04      0.0000 
           3     1.00000       COMB2 Combination         Max       0.000      83.449   6.478E-04      0.0000 
           3     1.00000       COMB2 Combination         Max       0.000      49.318   6.478E-04      0.0000 
           3     1.25000       COMB2 Combination         Max       0.000      54.587   6.478E-04      0.0000 
           3     1.50000       COMB2 Combination         Max       0.000      59.855   6.478E-04      0.0000 
           3     1.50000       COMB2 Combination         Max       0.000      25.764   6.478E-04      0.0000 
           3     2.00000       COMB2 Combination         Max       0.000      36.301   6.478E-04      0.0000 
           3     2.00000       COMB2 Combination         Max       0.000       2.235   6.478E-04      0.0000 
           3     2.35000       COMB2 Combination         Max       0.000       9.611   6.478E-04      0.0000 
           3     0.15000       COMB2 Combination         Min       0.000      99.712   6.478E-04      0.0000 
           3     0.50000       COMB2 Combination         Min       0.000     107.088   6.478E-04      0.0000 
           3     0.50000       COMB2 Combination         Min       0.000      72.912   6.478E-04      0.0000 
           3     1.00000       COMB2 Combination         Min       0.000      83.449   6.478E-04      0.0000 
           3     1.00000       COMB2 Combination         Min       0.000      49.318   6.478E-04      0.0000 
           3     1.25000       COMB2 Combination         Min       0.000      54.587   6.478E-04      0.0000 
           3     1.50000       COMB2 Combination         Min       0.000      59.855   6.478E-04      0.0000 
           3     1.50000       COMB2 Combination         Min       0.000      25.764   6.478E-04      0.0000 
           3     2.00000       COMB2 Combination         Min       0.000      36.301   6.478E-04      0.0000 
           3     2.00000       COMB2 Combination         Min       0.000       2.235   6.478E-04      0.0000 
           3     2.35000       COMB2 Combination         Min       0.000       9.611   6.478E-04      0.0000 
           3     0.15000       COMB3 Combination         Max       0.000      84.443   3.282E-04      0.0000 
           3     0.50000       COMB3 Combination         Max       0.000      91.819   3.282E-04      0.0000 
           3     0.50000       COMB3 Combination         Max       0.000      61.235   3.282E-04      0.0000 
           3     1.00000       COMB3 Combination         Max       0.000      71.772   3.282E-04      0.0000 
           3     1.00000       COMB3 Combination         Max       0.000      41.227   3.282E-04      0.0000 
           3     1.25000       COMB3 Combination         Max       0.000      46.495   3.282E-04      0.0000 
           3     1.50000       COMB3 Combination         Max       0.000      51.764   3.282E-04      0.0000 
           3     1.50000       COMB3 Combination         Max       0.000      21.252   3.282E-04      0.0000 
           3     2.00000       COMB3 Combination         Max       0.000      31.790   3.282E-04      0.0000 
           3     2.00000       COMB3 Combination         Max       0.000       1.299   3.282E-04      0.0000 
           3     2.35000       COMB3 Combination         Max       0.000       8.676   3.282E-04      0.0000 
           3     0.15000       COMB3 Combination         Min       0.000      84.443   3.282E-04      0.0000 
           3     0.50000       COMB3 Combination         Min       0.000      91.819   3.282E-04      0.0000 
           3     0.50000       COMB3 Combination         Min       0.000      61.235   3.282E-04      0.0000 
           3     1.00000       COMB3 Combination         Min       0.000      71.772   3.282E-04      0.0000 
           3     1.00000       COMB3 Combination         Min       0.000      41.227   3.282E-04      0.0000 
           3     1.25000       COMB3 Combination         Min       0.000      46.495   3.282E-04      0.0000 
           3     1.50000       COMB3 Combination         Min       0.000      51.764   3.282E-04      0.0000 
           3     1.50000       COMB3 Combination         Min       0.000      21.252   3.282E-04      0.0000 
           3     2.00000       COMB3 Combination         Min       0.000      31.790   3.282E-04      0.0000 
           3     2.00000       COMB3 Combination         Min       0.000       1.299   3.282E-04      0.0000 
           3     2.35000       COMB3 Combination         Min       0.000       8.676   3.282E-04      0.0000 
           3     0.15000       COMB4 Combination         Max       0.000      82.703   2.406E-03      0.0000 
           3     0.50000       COMB4 Combination         Max       0.000      90.079   2.406E-03      0.0000 
           3     0.50000       COMB4 Combination         Max       0.000      59.583   2.406E-03      0.0000 
           3     1.00000       COMB4 Combination         Max       0.000      70.120   2.406E-03      0.0000 
           3     1.00000       COMB4 Combination         Max       0.000      39.661   2.406E-03      0.0000 
           3     1.25000       COMB4 Combination         Max       0.000      44.929   2.406E-03      0.0000 
           3     1.50000       COMB4 Combination         Max       0.000      50.198   2.406E-03      0.0000 
           3     1.50000       COMB4 Combination         Max       0.000      19.771   2.406E-03      0.0000 
           3     2.00000       COMB4 Combination         Max       0.000      30.309   2.406E-03      0.0000 
           3     2.00000       COMB4 Combination         Max       0.000      -0.098   2.406E-03      0.0000 
           3     2.35000       COMB4 Combination         Max       0.000       7.279   2.406E-03      0.0000 
           3     0.15000       COMB4 Combination         Min       0.000      82.703   2.406E-03      0.0000 
           3     0.50000       COMB4 Combination         Min       0.000      90.079   2.406E-03      0.0000 
           3     0.50000       COMB4 Combination         Min       0.000      59.583   2.406E-03      0.0000 
           3     1.00000       COMB4 Combination         Min       0.000      70.120   2.406E-03      0.0000 
           3     1.00000       COMB4 Combination         Min       0.000      39.661   2.406E-03      0.0000 
           3     1.25000       COMB4 Combination         Min       0.000      44.929   2.406E-03      0.0000 
           3     1.50000       COMB4 Combination         Min       0.000      50.198   2.406E-03      0.0000 
           3     1.50000       COMB4 Combination         Min       0.000      19.771   2.406E-03      0.0000 
           3     2.00000       COMB4 Combination         Min       0.000      30.309   2.406E-03      0.0000 
           3     2.00000       COMB4 Combination         Min       0.000      -0.098   2.406E-03      0.0000 
           3     2.35000       COMB4 Combination         Min       0.000       7.279   2.406E-03      0.0000 
           3     0.15000       COMB5 Combination         Max       0.000      96.888   5.844E-04      0.0000 
           3     0.50000       COMB5 Combination         Max       0.000     104.264   5.844E-04      0.0000 
           3     0.50000       COMB5 Combination         Max       0.000      70.796   5.844E-04      0.0000 
           3     1.00000       COMB5 Combination         Max       0.000      81.333   5.844E-04      0.0000 
           3     1.00000       COMB5 Combination         Max       0.000      47.908   5.844E-04      0.0000 
           3     1.25000       COMB5 Combination         Max       0.000      53.177   5.844E-04      0.0000 
           3     1.50000       COMB5 Combination         Max       0.000      58.446   5.844E-04      0.0000 
           3     1.50000       COMB5 Combination         Max       0.000      25.060   5.844E-04      0.0000 
           3     2.00000       COMB5 Combination         Max       0.000      35.597   5.844E-04      0.0000 
           3     2.00000       COMB5 Combination         Max       0.000       2.236   5.844E-04      0.0000 
           3     2.35000       COMB5 Combination         Max       0.000       9.612   5.844E-04      0.0000 
           3     0.15000       COMB5 Combination         Min       0.000      96.888   5.844E-04      0.0000 
           3     0.50000       COMB5 Combination         Min       0.000     104.264   5.844E-04      0.0000 
           3     0.50000       COMB5 Combination         Min       0.000      70.796   5.844E-04      0.0000 
           3     1.00000       COMB5 Combination         Min       0.000      81.333   5.844E-04      0.0000 
           3     1.00000       COMB5 Combination         Min       0.000      47.908   5.844E-04      0.0000 
           3     1.25000       COMB5 Combination         Min       0.000      53.177   5.844E-04      0.0000 
           3     1.50000       COMB5 Combination         Min       0.000      58.446   5.844E-04      0.0000 
           3     1.50000       COMB5 Combination         Min       0.000      25.060   5.844E-04      0.0000 
           3     2.00000       COMB5 Combination         Min       0.000      35.597   5.844E-04      0.0000 
           3     2.00000       COMB5 Combination         Min       0.000       2.236   5.844E-04      0.0000 
           3     2.35000       COMB5 Combination         Min       0.000       9.612   5.844E-04      0.0000 
           3     0.15000       COMB6 Combination         Max       0.000      95.148   2.663E-03      0.0000 
           3     0.50000       COMB6 Combination         Max       0.000     102.524   2.663E-03      0.0000 
           3     0.50000       COMB6 Combination         Max       0.000      69.143   2.663E-03      0.0000 
           3     1.00000       COMB6 Combination         Max       0.000      79.681   2.663E-03      0.0000 
           3     1.00000       COMB6 Combination         Max       0.000      46.342   2.663E-03      0.0000 
           3     1.25000       COMB6 Combination         Max       0.000      51.611   2.663E-03      0.0000 
           3     1.50000       COMB6 Combination         Max       0.000      56.880   2.663E-03      0.0000 
           3     1.50000       COMB6 Combination         Max       0.000      23.579   2.663E-03      0.0000 
           3     2.00000       COMB6 Combination         Max       0.000      34.116   2.663E-03      0.0000 
           3     2.00000       COMB6 Combination         Max       0.000       0.839   2.663E-03      0.0000 
           3     2.35000       COMB6 Combination         Max       0.000       8.215   2.663E-03      0.0000 
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           3     0.15000       COMB6 Combination         Min       0.000      95.148   2.663E-03      0.0000 
           3     0.50000       COMB6 Combination         Min       0.000     102.524   2.663E-03      0.0000 
           3     0.50000       COMB6 Combination         Min       0.000      69.143   2.663E-03      0.0000 
           3     1.00000       COMB6 Combination         Min       0.000      79.681   2.663E-03      0.0000 
           3     1.00000       COMB6 Combination         Min       0.000      46.342   2.663E-03      0.0000 
           3     1.25000       COMB6 Combination         Min       0.000      51.611   2.663E-03      0.0000 
           3     1.50000       COMB6 Combination         Min       0.000      56.880   2.663E-03      0.0000 
           3     1.50000       COMB6 Combination         Min       0.000      23.579   2.663E-03      0.0000 
           3     2.00000       COMB6 Combination         Min       0.000      34.116   2.663E-03      0.0000 
           3     2.00000       COMB6 Combination         Min       0.000       0.839   2.663E-03      0.0000 
           3     2.35000       COMB6 Combination         Min       0.000       8.215   2.663E-03      0.0000 
           3     0.15000       COMB7 Combination         Max       0.000      82.253   3.754E-04      0.0000 
           3     0.50000       COMB7 Combination         Max       0.000      89.629   3.754E-04      0.0000 
           3     0.50000       COMB7 Combination         Max       0.000      58.334   3.754E-04      0.0000 
           3     1.00000       COMB7 Combination         Max       0.000      68.871   3.754E-04      0.0000 
           3     1.00000       COMB7 Combination         Max       0.000      37.611   3.754E-04      0.0000 
           3     1.25000       COMB7 Combination         Max       0.000      42.880   3.754E-04      0.0000 
           3     1.50000       COMB7 Combination         Max       0.000      48.149   3.754E-04      0.0000 
           3     1.50000       COMB7 Combination         Max       0.000      16.920   3.754E-04      0.0000 
           3     2.00000       COMB7 Combination         Max       0.000      27.458   3.754E-04      0.0000 
           3     2.00000       COMB7 Combination         Max       0.000      -3.752   3.754E-04      0.0000 
           3     2.35000       COMB7 Combination         Max       0.000       3.624   3.754E-04      0.0000 
           3     0.15000       COMB7 Combination         Min       0.000      82.253   3.754E-04      0.0000 
           3     0.50000       COMB7 Combination         Min       0.000      89.629   3.754E-04      0.0000 
           3     0.50000       COMB7 Combination         Min       0.000      58.334   3.754E-04      0.0000 
           3     1.00000       COMB7 Combination         Min       0.000      68.871   3.754E-04      0.0000 
           3     1.00000       COMB7 Combination         Min       0.000      37.611   3.754E-04      0.0000 
           3     1.25000       COMB7 Combination         Min       0.000      42.880   3.754E-04      0.0000 
           3     1.50000       COMB7 Combination         Min       0.000      48.149   3.754E-04      0.0000 
           3     1.50000       COMB7 Combination         Min       0.000      16.920   3.754E-04      0.0000 
           3     2.00000       COMB7 Combination         Min       0.000      27.458   3.754E-04      0.0000 
           3     2.00000       COMB7 Combination         Min       0.000      -3.752   3.754E-04      0.0000 
           3     2.35000       COMB7 Combination         Min       0.000       3.624   3.754E-04      0.0000 
           3     0.15000       COMB8 Combination         Max       0.000      94.698   6.317E-04      0.0000 
           3     0.50000       COMB8 Combination         Max       0.000     102.074   6.317E-04      0.0000 
           3     0.50000       COMB8 Combination         Max       0.000      67.894   6.317E-04      0.0000 
           3     1.00000       COMB8 Combination         Max       0.000      78.432   6.317E-04      0.0000 
           3     1.00000       COMB8 Combination         Max       0.000      44.293   6.317E-04      0.0000 
           3     1.25000       COMB8 Combination         Max       0.000      49.562   6.317E-04      0.0000 
           3     1.50000       COMB8 Combination         Max       0.000      54.830   6.317E-04      0.0000 
           3     1.50000       COMB8 Combination         Max       0.000      20.728   6.317E-04      0.0000 
           3     2.00000       COMB8 Combination         Max       0.000      31.265   6.317E-04      0.0000 
           3     2.00000       COMB8 Combination         Max       0.000      -2.815   6.317E-04      0.0000 
           3     2.35000       COMB8 Combination         Max       0.000       4.561   6.317E-04      0.0000 
           3     0.15000       COMB8 Combination         Min       0.000      94.698   6.317E-04      0.0000 
           3     0.50000       COMB8 Combination         Min       0.000     102.074   6.317E-04      0.0000 
           3     0.50000       COMB8 Combination         Min       0.000      67.894   6.317E-04      0.0000 
           3     1.00000       COMB8 Combination         Min       0.000      78.432   6.317E-04      0.0000 
           3     1.00000       COMB8 Combination         Min       0.000      44.293   6.317E-04      0.0000 
           3     1.25000       COMB8 Combination         Min       0.000      49.562   6.317E-04      0.0000 
           3     1.50000       COMB8 Combination         Min       0.000      54.830   6.317E-04      0.0000 
           3     1.50000       COMB8 Combination         Min       0.000      20.728   6.317E-04      0.0000 
           3     2.00000       COMB8 Combination         Min       0.000      31.265   6.317E-04      0.0000 
           3     2.00000       COMB8 Combination         Min       0.000      -2.815   6.317E-04      0.0000 
           3     2.35000       COMB8 Combination         Min       0.000       4.561   6.317E-04      0.0000 
           3     0.15000       COMB9 Combination         Max       0.000      79.429   3.121E-04      0.0000 
           3     0.50000       COMB9 Combination         Max       0.000      86.805   3.121E-04      0.0000 
           3     0.50000       COMB9 Combination         Max       0.000      56.217   3.121E-04      0.0000 
           3     1.00000       COMB9 Combination         Max       0.000      66.755   3.121E-04      0.0000 
           3     1.00000       COMB9 Combination         Max       0.000      36.202   3.121E-04      0.0000 
           3     1.25000       COMB9 Combination         Max       0.000      41.470   3.121E-04      0.0000 
           3     1.50000       COMB9 Combination         Max       0.000      46.739   3.121E-04      0.0000 
           3     1.50000       COMB9 Combination         Max       0.000      16.216   3.121E-04      0.0000 
           3     2.00000       COMB9 Combination         Max       0.000      26.753   3.121E-04      0.0000 
           3     2.00000       COMB9 Combination         Max       0.000      -3.751   3.121E-04      0.0000 
           3     2.35000       COMB9 Combination         Max       0.000       3.625   3.121E-04      0.0000 
           3     0.15000       COMB9 Combination         Min       0.000      79.429   3.121E-04      0.0000 
           3     0.50000       COMB9 Combination         Min       0.000      86.805   3.121E-04      0.0000 
           3     0.50000       COMB9 Combination         Min       0.000      56.217   3.121E-04      0.0000 
           3     1.00000       COMB9 Combination         Min       0.000      66.755   3.121E-04      0.0000 
           3     1.00000       COMB9 Combination         Min       0.000      36.202   3.121E-04      0.0000 
           3     1.25000       COMB9 Combination         Min       0.000      41.470   3.121E-04      0.0000 
           3     1.50000       COMB9 Combination         Min       0.000      46.739   3.121E-04      0.0000 
           3     1.50000       COMB9 Combination         Min       0.000      16.216   3.121E-04      0.0000 
           3     2.00000       COMB9 Combination         Min       0.000      26.753   3.121E-04      0.0000 
           3     2.00000       COMB9 Combination         Min       0.000      -3.751   3.121E-04      0.0000 
           3     2.35000       COMB9 Combination         Min       0.000       3.625   3.121E-04      0.0000 
           3     0.15000      COMB10 Combination         Max       0.000      77.690   2.390E-03      0.0000 
           3     0.50000      COMB10 Combination         Max       0.000      85.066   2.390E-03      0.0000 
           3     0.50000      COMB10 Combination         Max       0.000      54.565   2.390E-03      0.0000 
           3     1.00000      COMB10 Combination         Max       0.000      65.102   2.390E-03      0.0000 
           3     1.00000      COMB10 Combination         Max       0.000      34.635   2.390E-03      0.0000 
           3     1.25000      COMB10 Combination         Max       0.000      39.904   2.390E-03      0.0000 
           3     1.50000      COMB10 Combination         Max       0.000      45.173   2.390E-03      0.0000 
           3     1.50000      COMB10 Combination         Max       0.000      14.735   2.390E-03      0.0000 
           3     2.00000      COMB10 Combination         Max       0.000      25.272   2.390E-03      0.0000 
           3     2.00000      COMB10 Combination         Max       0.000      -5.148   2.390E-03      0.0000 
           3     2.35000      COMB10 Combination         Max       0.000       2.228   2.390E-03      0.0000 
           3     0.15000      COMB10 Combination         Min       0.000      77.690   2.390E-03      0.0000 
           3     0.50000      COMB10 Combination         Min       0.000      85.066   2.390E-03      0.0000 
           3     0.50000      COMB10 Combination         Min       0.000      54.565   2.390E-03      0.0000 
           3     1.00000      COMB10 Combination         Min       0.000      65.102   2.390E-03      0.0000 
           3     1.00000      COMB10 Combination         Min       0.000      34.635   2.390E-03      0.0000 
           3     1.25000      COMB10 Combination         Min       0.000      39.904   2.390E-03      0.0000 
           3     1.50000      COMB10 Combination         Min       0.000      45.173   2.390E-03      0.0000 
           3     1.50000      COMB10 Combination         Min       0.000      14.735   2.390E-03      0.0000 
           3     2.00000      COMB10 Combination         Min       0.000      25.272   2.390E-03      0.0000 
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           3     2.00000      COMB10 Combination         Min       0.000      -5.148   2.390E-03      0.0000 
           3     2.35000      COMB10 Combination         Min       0.000       2.228   2.390E-03      0.0000 
           3     0.15000      COMB11 Combination         Max       0.000      91.874   5.683E-04      0.0000 
           3     0.50000      COMB11 Combination         Max       0.000      99.250   5.683E-04      0.0000 
           3     0.50000      COMB11 Combination         Max       0.000      65.778   5.683E-04      0.0000 
           3     1.00000      COMB11 Combination         Max       0.000      76.315   5.683E-04      0.0000 
           3     1.00000      COMB11 Combination         Max       0.000      42.883   5.683E-04      0.0000 
           3     1.25000      COMB11 Combination         Max       0.000      48.152   5.683E-04      0.0000 
           3     1.50000      COMB11 Combination         Max       0.000      53.421   5.683E-04      0.0000 
           3     1.50000      COMB11 Combination         Max       0.000      20.024   5.683E-04      0.0000 
           3     2.00000      COMB11 Combination         Max       0.000      30.561   5.683E-04      0.0000 
           3     2.00000      COMB11 Combination         Max       0.000      -2.814   5.683E-04      0.0000 
           3     2.35000      COMB11 Combination         Max       0.000       4.562   5.683E-04      0.0000 
           3     0.15000      COMB11 Combination         Min       0.000      91.874   5.683E-04      0.0000 
           3     0.50000      COMB11 Combination         Min       0.000      99.250   5.683E-04      0.0000 
           3     0.50000      COMB11 Combination         Min       0.000      65.778   5.683E-04      0.0000 
           3     1.00000      COMB11 Combination         Min       0.000      76.315   5.683E-04      0.0000 
           3     1.00000      COMB11 Combination         Min       0.000      42.883   5.683E-04      0.0000 
           3     1.25000      COMB11 Combination         Min       0.000      48.152   5.683E-04      0.0000 
           3     1.50000      COMB11 Combination         Min       0.000      53.421   5.683E-04      0.0000 
           3     1.50000      COMB11 Combination         Min       0.000      20.024   5.683E-04      0.0000 
           3     2.00000      COMB11 Combination         Min       0.000      30.561   5.683E-04      0.0000 
           3     2.00000      COMB11 Combination         Min       0.000      -2.814   5.683E-04      0.0000 
           3     2.35000      COMB11 Combination         Min       0.000       4.562   5.683E-04      0.0000 
           3     0.15000      COMB12 Combination         Max       0.000      90.134   2.647E-03      0.0000 
           3     0.50000      COMB12 Combination         Max       0.000      97.511   2.647E-03      0.0000 
           3     0.50000      COMB12 Combination         Max       0.000      64.125   2.647E-03      0.0000 
           3     1.00000      COMB12 Combination         Max       0.000      74.663   2.647E-03      0.0000 
           3     1.00000      COMB12 Combination         Max       0.000      41.317   2.647E-03      0.0000 
           3     1.25000      COMB12 Combination         Max       0.000      46.586   2.647E-03      0.0000 
           3     1.50000      COMB12 Combination         Max       0.000      51.855   2.647E-03      0.0000 
           3     1.50000      COMB12 Combination         Max       0.000      18.542   2.647E-03      0.0000 
           3     2.00000      COMB12 Combination         Max       0.000      29.080   2.647E-03      0.0000 
           3     2.00000      COMB12 Combination         Max       0.000      -4.211   2.647E-03      0.0000 
           3     2.35000      COMB12 Combination         Max       0.000       3.165   2.647E-03      0.0000 
           3     0.15000      COMB12 Combination         Min       0.000      90.134   2.647E-03      0.0000 
           3     0.50000      COMB12 Combination         Min       0.000      97.511   2.647E-03      0.0000 
           3     0.50000      COMB12 Combination         Min       0.000      64.125   2.647E-03      0.0000 
           3     1.00000      COMB12 Combination         Min       0.000      74.663   2.647E-03      0.0000 
           3     1.00000      COMB12 Combination         Min       0.000      41.317   2.647E-03      0.0000 
           3     1.25000      COMB12 Combination         Min       0.000      46.586   2.647E-03      0.0000 
           3     1.50000      COMB12 Combination         Min       0.000      51.855   2.647E-03      0.0000 
           3     1.50000      COMB12 Combination         Min       0.000      18.542   2.647E-03      0.0000 
           3     2.00000      COMB12 Combination         Min       0.000      29.080   2.647E-03      0.0000 
           3     2.00000      COMB12 Combination         Min       0.000      -4.211   2.647E-03      0.0000 
           3     2.35000      COMB12 Combination         Min       0.000       3.165   2.647E-03      0.0000 
           3     0.15000      COMB13 Combination         Max       0.999     101.324       0.060      0.0000 
           3     0.50000      COMB13 Combination         Max       0.999     108.700       0.060      0.0000 
           3     0.50000      COMB13 Combination         Max       0.622      74.478       0.044      0.0000 
           3     1.00000      COMB13 Combination         Max       0.622      85.015       0.044      0.0000 
           3     1.00000      COMB13 Combination         Max   7.875E-07      50.839       0.021      0.0000 
           3     1.25000      COMB13 Combination         Max   7.875E-07      56.108       0.021      0.0000 
           3     1.50000      COMB13 Combination         Max   7.875E-07      61.377       0.021      0.0000 
           3     1.50000      COMB13 Combination         Max       0.622      27.241       0.038      0.0000 
           3     2.00000      COMB13 Combination         Max       0.622      37.778       0.038      0.0000 
           3     2.00000      COMB13 Combination         Max       0.999       3.669       0.055      0.0000 
           3     2.35000      COMB13 Combination         Max       0.999      11.045       0.055      0.0000 
           3     0.15000      COMB13 Combination         Min      -0.999      93.086      -0.059      0.0000 
           3     0.50000      COMB13 Combination         Min      -0.999     100.462      -0.059      0.0000 
           3     0.50000      COMB13 Combination         Min      -0.622      66.328      -0.043      0.0000 
           3     1.00000      COMB13 Combination         Min      -0.622      76.865      -0.043      0.0000 
           3     1.00000      COMB13 Combination         Min  -7.875E-07      42.772      -0.020      0.0000 
           3     1.25000      COMB13 Combination         Min  -7.875E-07      48.041      -0.020      0.0000 
           3     1.50000      COMB13 Combination         Min  -7.875E-07      53.309      -0.020      0.0000 
           3     1.50000      COMB13 Combination         Min      -0.622      19.251      -0.036      0.0000 
           3     2.00000      COMB13 Combination         Min      -0.622      29.788      -0.036      0.0000 
           3     2.00000      COMB13 Combination         Min      -0.999      -4.249      -0.054      0.0000 
           3     2.35000      COMB13 Combination         Min      -0.999       3.127      -0.054      0.0000 
           3     0.15000      COMB14 Combination         Max       0.041     101.736       0.961      0.0000 
           3     0.50000      COMB14 Combination         Max       0.041     109.112       0.961      0.0000 
           3     0.50000      COMB14 Combination         Max       0.026      74.680       0.643      0.0000 
           3     1.00000      COMB14 Combination         Max       0.026      85.217       0.643      0.0000 
           3     1.00000      COMB14 Combination         Max   5.574E-07      50.831       0.128      0.0000 
           3     1.25000      COMB14 Combination         Max   5.574E-07      56.100       0.128      0.0000 
           3     1.50000      COMB14 Combination         Max   5.574E-07      61.369       0.128      0.0000 
           3     1.50000      COMB14 Combination         Max       0.026      27.024       0.683      0.0000 
           3     2.00000      COMB14 Combination         Max       0.026      37.561       0.683      0.0000 
           3     2.00000      COMB14 Combination         Max       0.041       3.243       0.968      0.0000 
           3     2.35000      COMB14 Combination         Max       0.041      10.620       0.968      0.0000 
           3     0.15000      COMB14 Combination         Min      -0.041      92.674      -0.960      0.0000 
           3     0.50000      COMB14 Combination         Min      -0.041     100.050      -0.960      0.0000 
           3     0.50000      COMB14 Combination         Min      -0.026      66.126      -0.642      0.0000 
           3     1.00000      COMB14 Combination         Min      -0.026      76.664      -0.642      0.0000 
           3     1.00000      COMB14 Combination         Min  -5.574E-07      42.780      -0.127      0.0000 
           3     1.25000      COMB14 Combination         Min  -5.574E-07      48.049      -0.127      0.0000 
           3     1.50000      COMB14 Combination         Min  -5.574E-07      53.317      -0.127      0.0000 
           3     1.50000      COMB14 Combination         Min      -0.026      19.468      -0.682      0.0000 
           3     2.00000      COMB14 Combination         Min      -0.026      30.005      -0.682      0.0000 
           3     2.00000      COMB14 Combination         Min      -0.041      -3.823      -0.967      0.0000 
           3     2.35000      COMB14 Combination         Min      -0.041       3.553      -0.967      0.0000 
           3     0.15000         INV Combination         Max       0.999     101.736       0.961      0.0000 
           3     0.50000         INV Combination         Max       0.999     109.112       0.961      0.0000 
           3     0.50000         INV Combination         Max       0.622      74.680       0.643      0.0000 
           3     1.00000         INV Combination         Max       0.622      85.217       0.643      0.0000 
           3     1.00000         INV Combination         Max   7.875E-07      50.839       0.128      0.0000 
           3     1.25000         INV Combination         Max   7.875E-07      56.108       0.128      0.0000 
           3     1.50000         INV Combination         Max   7.875E-07      61.377       0.128      0.0000 
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           3     1.50000         INV Combination         Max       0.622      27.241       0.683      0.0000 
           3     2.00000         INV Combination         Max       0.622      37.778       0.683      0.0000 
           3     2.00000         INV Combination         Max       0.999       3.669       0.968      0.0000 
           3     2.35000         INV Combination         Max       0.999      11.045       0.968      0.0000 
           3     0.15000         INV Combination         Min      -0.999      77.690      -0.960      0.0000 
           3     0.50000         INV Combination         Min      -0.999      85.066      -0.960      0.0000 
           3     0.50000         INV Combination         Min      -0.622      54.565      -0.642      0.0000 
           3     1.00000         INV Combination         Min      -0.622      65.102      -0.642      0.0000 
           3     1.00000         INV Combination         Min  -7.875E-07      34.635      -0.127      0.0000 
           3     1.25000         INV Combination         Min  -7.875E-07      39.904      -0.127      0.0000 
           3     1.50000         INV Combination         Min  -7.875E-07      45.173      -0.127      0.0000 
           3     1.50000         INV Combination         Min      -0.622      14.735      -0.682      0.0000 
           3     2.00000         INV Combination         Min      -0.622      25.272      -0.682      0.0000 
           3     2.00000         INV Combination         Min      -0.999      -5.148      -0.967      0.0000 
           3     2.35000         INV Combination         Min      -0.999       2.228      -0.967      0.0000 
           4     0.15000          PP   LinStatic                   0.000      40.964  -8.068E-06      0.0000 
           4     0.50000          PP   LinStatic                   0.000      46.590  -8.068E-06      0.0000 
           4     0.50000          PP   LinStatic                   0.000      22.100  -8.068E-06      0.0000 
           4     1.00000          PP   LinStatic                   0.000      30.138  -8.068E-06      0.0000 
           4     1.00000          PP   LinStatic                   0.000       5.661  -8.068E-06      0.0000 
           4     1.25000          PP   LinStatic                   0.000       9.680  -8.068E-06      0.0000 
           4     1.50000          PP   LinStatic                   0.000      13.699  -8.068E-06      0.0000 
           4     1.50000          PP   LinStatic                   0.000     -10.771  -8.068E-06      0.0000 
           4     2.00000          PP   LinStatic                   0.000      -2.734  -8.068E-06      0.0000 
           4     2.00000          PP   LinStatic                   0.000     -27.204  -8.068E-06      0.0000 
           4     2.35000          PP   LinStatic                   0.000     -21.577  -8.068E-06      0.0000 
           4     0.15000        PERM   LinStatic                   0.000      13.373  -3.877E-05      0.0000 
           4     0.50000        PERM   LinStatic                   0.000      15.123  -3.877E-05      0.0000 
           4     0.50000        PERM   LinStatic                   0.000       8.433  -3.877E-05      0.0000 
           4     1.00000        PERM   LinStatic                   0.000      10.933  -3.877E-05      0.0000 
           4     1.00000        PERM   LinStatic                   0.000       4.248  -3.877E-05      0.0000 
           4     1.25000        PERM   LinStatic                   0.000       5.498  -3.877E-05      0.0000 
           4     1.50000        PERM   LinStatic                   0.000       6.748  -3.877E-05      0.0000 
           4     1.50000        PERM   LinStatic                   0.000       0.066  -3.877E-05      0.0000 
           4     2.00000        PERM   LinStatic                   0.000       2.566  -3.877E-05      0.0000 
           4     2.00000        PERM   LinStatic                   0.000      -4.113  -3.877E-05      0.0000 
           4     2.35000        PERM   LinStatic                   0.000      -2.363  -3.877E-05      0.0000 
           4     0.15000        NEVE   LinStatic                   0.000       9.492  -2.653E-05      0.0000 
           4     0.50000        NEVE   LinStatic                   0.000       9.492  -2.653E-05      0.0000 
           4     0.50000        NEVE   LinStatic                   0.000       6.625  -2.653E-05      0.0000 
           4     1.00000        NEVE   LinStatic                   0.000       6.625  -2.653E-05      0.0000 
           4     1.00000        NEVE   LinStatic                   0.000       3.761  -2.653E-05      0.0000 
           4     1.25000        NEVE   LinStatic                   0.000       3.761  -2.653E-05      0.0000 
           4     1.50000        NEVE   LinStatic                   0.000       3.761  -2.653E-05      0.0000 
           4     1.50000        NEVE   LinStatic                   0.000       0.901  -2.653E-05      0.0000 
           4     2.00000        NEVE   LinStatic                   0.000       0.901  -2.653E-05      0.0000 
           4     2.00000        NEVE   LinStatic                   0.000      -1.959  -2.653E-05      0.0000 
           4     2.35000        NEVE   LinStatic                   0.000      -1.959  -2.653E-05      0.0000 
           4     0.15000      VENTOX   LinStatic                   0.000      -2.114   1.279E-05      0.0000 
           4     0.50000      VENTOX   LinStatic                   0.000      -2.114   1.279E-05      0.0000 
           4     0.50000      VENTOX   LinStatic                   0.000      -1.409   1.279E-05      0.0000 
           4     1.00000      VENTOX   LinStatic                   0.000      -1.409   1.279E-05      0.0000 
           4     1.00000      VENTOX   LinStatic                   0.000      -0.706   1.279E-05      0.0000 
           4     1.25000      VENTOX   LinStatic                   0.000      -0.706   1.279E-05      0.0000 
           4     1.50000      VENTOX   LinStatic                   0.000      -0.706   1.279E-05      0.0000 
           4     1.50000      VENTOX   LinStatic                   0.000  -2.938E-03   1.279E-05      0.0000 
           4     2.00000      VENTOX   LinStatic                   0.000  -2.938E-03   1.279E-05      0.0000 
           4     2.00000      VENTOX   LinStatic                   0.000       0.700   1.279E-05      0.0000 
           4     2.35000      VENTOX   LinStatic                   0.000       0.700   1.279E-05      0.0000 
           4     0.15000      VENTOY   LinStatic                   0.000      -3.885  -8.086E-03      0.0000 
           4     0.50000      VENTOY   LinStatic                   0.000      -3.885  -8.086E-03      0.0000 
           4     0.50000      VENTOY   LinStatic                   0.000      -3.098  -8.086E-03      0.0000 
           4     1.00000      VENTOY   LinStatic                   0.000      -3.098  -8.086E-03      0.0000 
           4     1.00000      VENTOY   LinStatic                   0.000      -2.313  -8.086E-03      0.0000 
           4     1.25000      VENTOY   LinStatic                   0.000      -2.313  -8.086E-03      0.0000 
           4     1.50000      VENTOY   LinStatic                   0.000      -2.313  -8.086E-03      0.0000 
           4     1.50000      VENTOY   LinStatic                   0.000      -1.529  -8.086E-03      0.0000 
           4     2.00000      VENTOY   LinStatic                   0.000      -1.529  -8.086E-03      0.0000 
           4     2.00000      VENTOY   LinStatic                   0.000      -0.747  -8.086E-03      0.0000 
           4     2.35000      VENTOY   LinStatic                   0.000      -0.747  -8.086E-03      0.0000 
           4     0.15000      SISMAX LinRespSpec         Max       0.758       3.825       0.067      0.0000 
           4     0.50000      SISMAX LinRespSpec         Max       0.758       3.825       0.067      0.0000 
           4     0.50000      SISMAX LinRespSpec         Max       0.472       3.792       0.045      0.0000 
           4     1.00000      SISMAX LinRespSpec         Max       0.472       3.792       0.045      0.0000 
           4     1.00000      SISMAX LinRespSpec         Max   1.727E-06       3.761       0.023      0.0000 
           4     1.25000      SISMAX LinRespSpec         Max   1.727E-06       3.761       0.023      0.0000 
           4     1.50000      SISMAX LinRespSpec         Max   1.727E-06       3.761       0.023      0.0000 
           4     1.50000      SISMAX LinRespSpec         Max       0.472       3.732       0.051      0.0000 
           4     2.00000      SISMAX LinRespSpec         Max       0.472       3.732       0.051      0.0000 
           4     2.00000      SISMAX LinRespSpec         Max       0.758       3.706       0.071      0.0000 
           4     2.35000      SISMAX LinRespSpec         Max       0.758       3.706       0.071      0.0000 
           4     0.15000      SISMAY LinRespSpec         Max       0.191       4.844       0.984      0.0000 
           4     0.50000      SISMAY LinRespSpec         Max       0.191       4.844       0.984      0.0000 
           4     0.50000      SISMAY LinRespSpec         Max       0.119       4.601       0.673      0.0000 
           4     1.00000      SISMAY LinRespSpec         Max       0.119       4.601       0.673      0.0000 
           4     1.00000      SISMAY LinRespSpec         Max   1.277E-06       4.361       0.107      0.0000 
           4     1.25000      SISMAY LinRespSpec         Max   1.277E-06       4.361       0.107      0.0000 
           4     1.50000      SISMAY LinRespSpec         Max   1.277E-06       4.361       0.107      0.0000 
           4     1.50000      SISMAY LinRespSpec         Max       0.119       4.126       0.677      0.0000 
           4     2.00000      SISMAY LinRespSpec         Max       0.119       4.126       0.677      0.0000 
           4     2.00000      SISMAY LinRespSpec         Max       0.191       3.893       0.978      0.0000 
           4     2.35000      SISMAY LinRespSpec         Max       0.191       3.893       0.978      0.0000 
           4     0.15000        TERM   LinStatic                   0.000       1.697  -4.060E-06      0.0000 
           4     0.50000        TERM   LinStatic                   0.000       1.697  -4.060E-06      0.0000 
           4     0.50000        TERM   LinStatic                   0.000       1.705  -4.060E-06      0.0000 
           4     1.00000        TERM   LinStatic                   0.000       1.705  -4.060E-06      0.0000 
           4     1.00000        TERM   LinStatic                   0.000       1.715  -4.060E-06      0.0000 
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           4     1.25000        TERM   LinStatic                   0.000       1.715  -4.060E-06      0.0000 
           4     1.50000        TERM   LinStatic                   0.000       1.715  -4.060E-06      0.0000 
           4     1.50000        TERM   LinStatic                   0.000       1.726  -4.060E-06      0.0000 
           4     2.00000        TERM   LinStatic                   0.000       1.726  -4.060E-06      0.0000 
           4     2.00000        TERM   LinStatic                   0.000       1.738  -4.060E-06      0.0000 
           4     2.35000        TERM   LinStatic                   0.000       1.738  -4.060E-06      0.0000 
           4     0.15000       COMB1 Combination         Max       0.000      56.033  -5.090E-05      0.0000 
           4     0.50000       COMB1 Combination         Max       0.000      63.410  -5.090E-05      0.0000 
           4     0.50000       COMB1 Combination         Max       0.000      32.238  -5.090E-05      0.0000 
           4     1.00000       COMB1 Combination         Max       0.000      42.776  -5.090E-05      0.0000 
           4     1.00000       COMB1 Combination         Max       0.000      11.624  -5.090E-05      0.0000 
           4     1.25000       COMB1 Combination         Max       0.000      16.893  -5.090E-05      0.0000 
           4     1.50000       COMB1 Combination         Max       0.000      22.161  -5.090E-05      0.0000 
           4     1.50000       COMB1 Combination         Max       0.000      -8.978  -5.090E-05      0.0000 
           4     2.00000       COMB1 Combination         Max       0.000       1.559  -5.090E-05      0.0000 
           4     2.00000       COMB1 Combination         Max       0.000     -29.578  -5.090E-05      0.0000 
           4     2.35000       COMB1 Combination         Max       0.000     -22.202  -5.090E-05      0.0000 
           4     0.15000       COMB1 Combination         Min       0.000      56.033  -5.090E-05      0.0000 
           4     0.50000       COMB1 Combination         Min       0.000      63.410  -5.090E-05      0.0000 
           4     0.50000       COMB1 Combination         Min       0.000      32.238  -5.090E-05      0.0000 
           4     1.00000       COMB1 Combination         Min       0.000      42.776  -5.090E-05      0.0000 
           4     1.00000       COMB1 Combination         Min       0.000      11.624  -5.090E-05      0.0000 
           4     1.25000       COMB1 Combination         Min       0.000      16.893  -5.090E-05      0.0000 
           4     1.50000       COMB1 Combination         Min       0.000      22.161  -5.090E-05      0.0000 
           4     1.50000       COMB1 Combination         Min       0.000      -8.978  -5.090E-05      0.0000 
           4     2.00000       COMB1 Combination         Min       0.000       1.559  -5.090E-05      0.0000 
           4     2.00000       COMB1 Combination         Min       0.000     -29.578  -5.090E-05      0.0000 
           4     2.35000       COMB1 Combination         Min       0.000     -22.202  -5.090E-05      0.0000 
           4     0.15000       COMB2 Combination         Max       0.000      65.526  -7.743E-05      0.0000 
           4     0.50000       COMB2 Combination         Max       0.000      72.902  -7.743E-05      0.0000 
           4     0.50000       COMB2 Combination         Max       0.000      38.863  -7.743E-05      0.0000 
           4     1.00000       COMB2 Combination         Max       0.000      49.401  -7.743E-05      0.0000 
           4     1.00000       COMB2 Combination         Max       0.000      15.385  -7.743E-05      0.0000 
           4     1.25000       COMB2 Combination         Max       0.000      20.654  -7.743E-05      0.0000 
           4     1.50000       COMB2 Combination         Max       0.000      25.923  -7.743E-05      0.0000 
           4     1.50000       COMB2 Combination         Max       0.000      -8.078  -7.743E-05      0.0000 
           4     2.00000       COMB2 Combination         Max       0.000       2.460  -7.743E-05      0.0000 
           4     2.00000       COMB2 Combination         Max       0.000     -31.537  -7.743E-05      0.0000 
           4     2.35000       COMB2 Combination         Max       0.000     -24.161  -7.743E-05      0.0000 
           4     0.15000       COMB2 Combination         Min       0.000      65.526  -7.743E-05      0.0000 
           4     0.50000       COMB2 Combination         Min       0.000      72.902  -7.743E-05      0.0000 
           4     0.50000       COMB2 Combination         Min       0.000      38.863  -7.743E-05      0.0000 
           4     1.00000       COMB2 Combination         Min       0.000      49.401  -7.743E-05      0.0000 
           4     1.00000       COMB2 Combination         Min       0.000      15.385  -7.743E-05      0.0000 
           4     1.25000       COMB2 Combination         Min       0.000      20.654  -7.743E-05      0.0000 
           4     1.50000       COMB2 Combination         Min       0.000      25.923  -7.743E-05      0.0000 
           4     1.50000       COMB2 Combination         Min       0.000      -8.078  -7.743E-05      0.0000 
           4     2.00000       COMB2 Combination         Min       0.000       2.460  -7.743E-05      0.0000 
           4     2.00000       COMB2 Combination         Min       0.000     -31.537  -7.743E-05      0.0000 
           4     2.35000       COMB2 Combination         Min       0.000     -24.161  -7.743E-05      0.0000 
           4     0.15000       COMB3 Combination         Max       0.000      53.920  -3.812E-05      0.0000 
           4     0.50000       COMB3 Combination         Max       0.000      61.296  -3.812E-05      0.0000 
           4     0.50000       COMB3 Combination         Max       0.000      30.829  -3.812E-05      0.0000 
           4     1.00000       COMB3 Combination         Max       0.000      41.367  -3.812E-05      0.0000 
           4     1.00000       COMB3 Combination         Max       0.000      10.918  -3.812E-05      0.0000 
           4     1.25000       COMB3 Combination         Max       0.000      16.187  -3.812E-05      0.0000 
           4     1.50000       COMB3 Combination         Max       0.000      21.455  -3.812E-05      0.0000 
           4     1.50000       COMB3 Combination         Max       0.000      -8.981  -3.812E-05      0.0000 
           4     2.00000       COMB3 Combination         Max       0.000       1.556  -3.812E-05      0.0000 
           4     2.00000       COMB3 Combination         Max       0.000     -28.878  -3.812E-05      0.0000 
           4     2.35000       COMB3 Combination         Max       0.000     -21.502  -3.812E-05      0.0000 
           4     0.15000       COMB3 Combination         Min       0.000      53.920  -3.812E-05      0.0000 
           4     0.50000       COMB3 Combination         Min       0.000      61.296  -3.812E-05      0.0000 
           4     0.50000       COMB3 Combination         Min       0.000      30.829  -3.812E-05      0.0000 
           4     1.00000       COMB3 Combination         Min       0.000      41.367  -3.812E-05      0.0000 
           4     1.00000       COMB3 Combination         Min       0.000      10.918  -3.812E-05      0.0000 
           4     1.25000       COMB3 Combination         Min       0.000      16.187  -3.812E-05      0.0000 
           4     1.50000       COMB3 Combination         Min       0.000      21.455  -3.812E-05      0.0000 
           4     1.50000       COMB3 Combination         Min       0.000      -8.981  -3.812E-05      0.0000 
           4     2.00000       COMB3 Combination         Min       0.000       1.556  -3.812E-05      0.0000 
           4     2.00000       COMB3 Combination         Min       0.000     -28.878  -3.812E-05      0.0000 
           4     2.35000       COMB3 Combination         Min       0.000     -21.502  -3.812E-05      0.0000 
           4     0.15000       COMB4 Combination         Max       0.000      52.148  -8.137E-03      0.0000 
           4     0.50000       COMB4 Combination         Max       0.000      59.524  -8.137E-03      0.0000 
           4     0.50000       COMB4 Combination         Max       0.000      29.140  -8.137E-03      0.0000 
           4     1.00000       COMB4 Combination         Max       0.000      39.678  -8.137E-03      0.0000 
           4     1.00000       COMB4 Combination         Max       0.000       9.311  -8.137E-03      0.0000 
           4     1.25000       COMB4 Combination         Max       0.000      14.580  -8.137E-03      0.0000 
           4     1.50000       COMB4 Combination         Max       0.000      19.848  -8.137E-03      0.0000 
           4     1.50000       COMB4 Combination         Max       0.000     -10.508  -8.137E-03      0.0000 
           4     2.00000       COMB4 Combination         Max       0.000       0.030  -8.137E-03      0.0000 
           4     2.00000       COMB4 Combination         Max       0.000     -30.325  -8.137E-03      0.0000 
           4     2.35000       COMB4 Combination         Max       0.000     -22.949  -8.137E-03      0.0000 
           4     0.15000       COMB4 Combination         Min       0.000      52.148  -8.137E-03      0.0000 
           4     0.50000       COMB4 Combination         Min       0.000      59.524  -8.137E-03      0.0000 
           4     0.50000       COMB4 Combination         Min       0.000      29.140  -8.137E-03      0.0000 
           4     1.00000       COMB4 Combination         Min       0.000      39.678  -8.137E-03      0.0000 
           4     1.00000       COMB4 Combination         Min       0.000       9.311  -8.137E-03      0.0000 
           4     1.25000       COMB4 Combination         Min       0.000      14.580  -8.137E-03      0.0000 
           4     1.50000       COMB4 Combination         Min       0.000      19.848  -8.137E-03      0.0000 
           4     1.50000       COMB4 Combination         Min       0.000     -10.508  -8.137E-03      0.0000 
           4     2.00000       COMB4 Combination         Min       0.000       0.030  -8.137E-03      0.0000 
           4     2.00000       COMB4 Combination         Min       0.000     -30.325  -8.137E-03      0.0000 
           4     2.35000       COMB4 Combination         Min       0.000     -22.949  -8.137E-03      0.0000 
           4     0.15000       COMB5 Combination         Max       0.000      63.412  -6.465E-05      0.0000 
           4     0.50000       COMB5 Combination         Max       0.000      70.788  -6.465E-05      0.0000 
           4     0.50000       COMB5 Combination         Max       0.000      37.454  -6.465E-05      0.0000 
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           4     1.00000       COMB5 Combination         Max       0.000      47.991  -6.465E-05      0.0000 
           4     1.00000       COMB5 Combination         Max       0.000      14.679  -6.465E-05      0.0000 
           4     1.25000       COMB5 Combination         Max       0.000      19.948  -6.465E-05      0.0000 
           4     1.50000       COMB5 Combination         Max       0.000      25.217  -6.465E-05      0.0000 
           4     1.50000       COMB5 Combination         Max       0.000      -8.081  -6.465E-05      0.0000 
           4     2.00000       COMB5 Combination         Max       0.000       2.457  -6.465E-05      0.0000 
           4     2.00000       COMB5 Combination         Max       0.000     -30.837  -6.465E-05      0.0000 
           4     2.35000       COMB5 Combination         Max       0.000     -23.461  -6.465E-05      0.0000 
           4     0.15000       COMB5 Combination         Min       0.000      63.412  -6.465E-05      0.0000 
           4     0.50000       COMB5 Combination         Min       0.000      70.788  -6.465E-05      0.0000 
           4     0.50000       COMB5 Combination         Min       0.000      37.454  -6.465E-05      0.0000 
           4     1.00000       COMB5 Combination         Min       0.000      47.991  -6.465E-05      0.0000 
           4     1.00000       COMB5 Combination         Min       0.000      14.679  -6.465E-05      0.0000 
           4     1.25000       COMB5 Combination         Min       0.000      19.948  -6.465E-05      0.0000 
           4     1.50000       COMB5 Combination         Min       0.000      25.217  -6.465E-05      0.0000 
           4     1.50000       COMB5 Combination         Min       0.000      -8.081  -6.465E-05      0.0000 
           4     2.00000       COMB5 Combination         Min       0.000       2.457  -6.465E-05      0.0000 
           4     2.00000       COMB5 Combination         Min       0.000     -30.837  -6.465E-05      0.0000 
           4     2.35000       COMB5 Combination         Min       0.000     -23.461  -6.465E-05      0.0000 
           4     0.15000       COMB6 Combination         Max       0.000      61.640  -8.163E-03      0.0000 
           4     0.50000       COMB6 Combination         Max       0.000      69.016  -8.163E-03      0.0000 
           4     0.50000       COMB6 Combination         Max       0.000      35.765  -8.163E-03      0.0000 
           4     1.00000       COMB6 Combination         Max       0.000      46.303  -8.163E-03      0.0000 
           4     1.00000       COMB6 Combination         Max       0.000      13.072  -8.163E-03      0.0000 
           4     1.25000       COMB6 Combination         Max       0.000      18.341  -8.163E-03      0.0000 
           4     1.50000       COMB6 Combination         Max       0.000      23.610  -8.163E-03      0.0000 
           4     1.50000       COMB6 Combination         Max       0.000      -9.607  -8.163E-03      0.0000 
           4     2.00000       COMB6 Combination         Max       0.000       0.930  -8.163E-03      0.0000 
           4     2.00000       COMB6 Combination         Max       0.000     -32.284  -8.163E-03      0.0000 
           4     2.35000       COMB6 Combination         Max       0.000     -24.908  -8.163E-03      0.0000 
           4     0.15000       COMB6 Combination         Min       0.000      61.640  -8.163E-03      0.0000 
           4     0.50000       COMB6 Combination         Min       0.000      69.016  -8.163E-03      0.0000 
           4     0.50000       COMB6 Combination         Min       0.000      35.765  -8.163E-03      0.0000 
           4     1.00000       COMB6 Combination         Min       0.000      46.303  -8.163E-03      0.0000 
           4     1.00000       COMB6 Combination         Min       0.000      13.072  -8.163E-03      0.0000 
           4     1.25000       COMB6 Combination         Min       0.000      18.341  -8.163E-03      0.0000 
           4     1.50000       COMB6 Combination         Min       0.000      23.610  -8.163E-03      0.0000 
           4     1.50000       COMB6 Combination         Min       0.000      -9.607  -8.163E-03      0.0000 
           4     2.00000       COMB6 Combination         Min       0.000       0.930  -8.163E-03      0.0000 
           4     2.00000       COMB6 Combination         Min       0.000     -32.284  -8.163E-03      0.0000 
           4     2.35000       COMB6 Combination         Min       0.000     -24.908  -8.163E-03      0.0000 
           4     0.15000       COMB7 Combination         Max       0.000      52.640  -4.278E-05      0.0000 
           4     0.50000       COMB7 Combination         Max       0.000      60.016  -4.278E-05      0.0000 
           4     0.50000       COMB7 Combination         Max       0.000      28.828  -4.278E-05      0.0000 
           4     1.00000       COMB7 Combination         Max       0.000      39.365  -4.278E-05      0.0000 
           4     1.00000       COMB7 Combination         Max       0.000       8.194  -4.278E-05      0.0000 
           4     1.25000       COMB7 Combination         Max       0.000      13.462  -4.278E-05      0.0000 
           4     1.50000       COMB7 Combination         Max       0.000      18.731  -4.278E-05      0.0000 
           4     1.50000       COMB7 Combination         Max       0.000     -12.431  -4.278E-05      0.0000 
           4     2.00000       COMB7 Combination         Max       0.000      -1.893  -4.278E-05      0.0000 
           4     2.00000       COMB7 Combination         Max       0.000     -33.055  -4.278E-05      0.0000 
           4     2.35000       COMB7 Combination         Max       0.000     -25.679  -4.278E-05      0.0000 
           4     0.15000       COMB7 Combination         Min       0.000      52.640  -4.278E-05      0.0000 
           4     0.50000       COMB7 Combination         Min       0.000      60.016  -4.278E-05      0.0000 
           4     0.50000       COMB7 Combination         Min       0.000      28.828  -4.278E-05      0.0000 
           4     1.00000       COMB7 Combination         Min       0.000      39.365  -4.278E-05      0.0000 
           4     1.00000       COMB7 Combination         Min       0.000       8.194  -4.278E-05      0.0000 
           4     1.25000       COMB7 Combination         Min       0.000      13.462  -4.278E-05      0.0000 
           4     1.50000       COMB7 Combination         Min       0.000      18.731  -4.278E-05      0.0000 
           4     1.50000       COMB7 Combination         Min       0.000     -12.431  -4.278E-05      0.0000 
           4     2.00000       COMB7 Combination         Min       0.000      -1.893  -4.278E-05      0.0000 
           4     2.00000       COMB7 Combination         Min       0.000     -33.055  -4.278E-05      0.0000 
           4     2.35000       COMB7 Combination         Min       0.000     -25.679  -4.278E-05      0.0000 
           4     0.15000       COMB8 Combination         Max       0.000      62.132  -6.931E-05      0.0000 
           4     0.50000       COMB8 Combination         Max       0.000      69.508  -6.931E-05      0.0000 
           4     0.50000       COMB8 Combination         Max       0.000      35.453  -6.931E-05      0.0000 
           4     1.00000       COMB8 Combination         Max       0.000      45.990  -6.931E-05      0.0000 
           4     1.00000       COMB8 Combination         Max       0.000      11.955  -6.931E-05      0.0000 
           4     1.25000       COMB8 Combination         Max       0.000      17.224  -6.931E-05      0.0000 
           4     1.50000       COMB8 Combination         Max       0.000      22.493  -6.931E-05      0.0000 
           4     1.50000       COMB8 Combination         Max       0.000     -11.530  -6.931E-05      0.0000 
           4     2.00000       COMB8 Combination         Max       0.000      -0.993  -6.931E-05      0.0000 
           4     2.00000       COMB8 Combination         Max       0.000     -35.014  -6.931E-05      0.0000 
           4     2.35000       COMB8 Combination         Max       0.000     -27.637  -6.931E-05      0.0000 
           4     0.15000       COMB8 Combination         Min       0.000      62.132  -6.931E-05      0.0000 
           4     0.50000       COMB8 Combination         Min       0.000      69.508  -6.931E-05      0.0000 
           4     0.50000       COMB8 Combination         Min       0.000      35.453  -6.931E-05      0.0000 
           4     1.00000       COMB8 Combination         Min       0.000      45.990  -6.931E-05      0.0000 
           4     1.00000       COMB8 Combination         Min       0.000      11.955  -6.931E-05      0.0000 
           4     1.25000       COMB8 Combination         Min       0.000      17.224  -6.931E-05      0.0000 
           4     1.50000       COMB8 Combination         Min       0.000      22.493  -6.931E-05      0.0000 
           4     1.50000       COMB8 Combination         Min       0.000     -11.530  -6.931E-05      0.0000 
           4     2.00000       COMB8 Combination         Min       0.000      -0.993  -6.931E-05      0.0000 
           4     2.00000       COMB8 Combination         Min       0.000     -35.014  -6.931E-05      0.0000 
           4     2.35000       COMB8 Combination         Min       0.000     -27.637  -6.931E-05      0.0000 
           4     0.15000       COMB9 Combination         Max       0.000      50.527  -3.000E-05      0.0000 
           4     0.50000       COMB9 Combination         Max       0.000      57.903  -3.000E-05      0.0000 
           4     0.50000       COMB9 Combination         Max       0.000      27.418  -3.000E-05      0.0000 
           4     1.00000       COMB9 Combination         Max       0.000      37.956  -3.000E-05      0.0000 
           4     1.00000       COMB9 Combination         Max       0.000       7.488  -3.000E-05      0.0000 
           4     1.25000       COMB9 Combination         Max       0.000      12.756  -3.000E-05      0.0000 
           4     1.50000       COMB9 Combination         Max       0.000      18.025  -3.000E-05      0.0000 
           4     1.50000       COMB9 Combination         Max       0.000     -12.434  -3.000E-05      0.0000 
           4     2.00000       COMB9 Combination         Max       0.000      -1.896  -3.000E-05      0.0000 
           4     2.00000       COMB9 Combination         Max       0.000     -32.355  -3.000E-05      0.0000 
           4     2.35000       COMB9 Combination         Max       0.000     -24.979  -3.000E-05      0.0000 
           4     0.15000       COMB9 Combination         Min       0.000      50.527  -3.000E-05      0.0000 
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           4     0.50000       COMB9 Combination         Min       0.000      57.903  -3.000E-05      0.0000 
           4     0.50000       COMB9 Combination         Min       0.000      27.418  -3.000E-05      0.0000 
           4     1.00000       COMB9 Combination         Min       0.000      37.956  -3.000E-05      0.0000 
           4     1.00000       COMB9 Combination         Min       0.000       7.488  -3.000E-05      0.0000 
           4     1.25000       COMB9 Combination         Min       0.000      12.756  -3.000E-05      0.0000 
           4     1.50000       COMB9 Combination         Min       0.000      18.025  -3.000E-05      0.0000 
           4     1.50000       COMB9 Combination         Min       0.000     -12.434  -3.000E-05      0.0000 
           4     2.00000       COMB9 Combination         Min       0.000      -1.896  -3.000E-05      0.0000 
           4     2.00000       COMB9 Combination         Min       0.000     -32.355  -3.000E-05      0.0000 
           4     2.35000       COMB9 Combination         Min       0.000     -24.979  -3.000E-05      0.0000 
           4     0.15000      COMB10 Combination         Max       0.000      48.755  -8.129E-03      0.0000 
           4     0.50000      COMB10 Combination         Max       0.000      56.131  -8.129E-03      0.0000 
           4     0.50000      COMB10 Combination         Max       0.000      25.729  -8.129E-03      0.0000 
           4     1.00000      COMB10 Combination         Max       0.000      36.267  -8.129E-03      0.0000 
           4     1.00000      COMB10 Combination         Max       0.000       5.881  -8.129E-03      0.0000 
           4     1.25000      COMB10 Combination         Max       0.000      11.149  -8.129E-03      0.0000 
           4     1.50000      COMB10 Combination         Max       0.000      16.418  -8.129E-03      0.0000 
           4     1.50000      COMB10 Combination         Max       0.000     -13.960  -8.129E-03      0.0000 
           4     2.00000      COMB10 Combination         Max       0.000      -3.423  -8.129E-03      0.0000 
           4     2.00000      COMB10 Combination         Max       0.000     -33.802  -8.129E-03      0.0000 
           4     2.35000      COMB10 Combination         Max       0.000     -26.426  -8.129E-03      0.0000 
           4     0.15000      COMB10 Combination         Min       0.000      48.755  -8.129E-03      0.0000 
           4     0.50000      COMB10 Combination         Min       0.000      56.131  -8.129E-03      0.0000 
           4     0.50000      COMB10 Combination         Min       0.000      25.729  -8.129E-03      0.0000 
           4     1.00000      COMB10 Combination         Min       0.000      36.267  -8.129E-03      0.0000 
           4     1.00000      COMB10 Combination         Min       0.000       5.881  -8.129E-03      0.0000 
           4     1.25000      COMB10 Combination         Min       0.000      11.149  -8.129E-03      0.0000 
           4     1.50000      COMB10 Combination         Min       0.000      16.418  -8.129E-03      0.0000 
           4     1.50000      COMB10 Combination         Min       0.000     -13.960  -8.129E-03      0.0000 
           4     2.00000      COMB10 Combination         Min       0.000      -3.423  -8.129E-03      0.0000 
           4     2.00000      COMB10 Combination         Min       0.000     -33.802  -8.129E-03      0.0000 
           4     2.35000      COMB10 Combination         Min       0.000     -26.426  -8.129E-03      0.0000 
           4     0.15000      COMB11 Combination         Max       0.000      60.019  -5.653E-05      0.0000 
           4     0.50000      COMB11 Combination         Max       0.000      67.395  -5.653E-05      0.0000 
           4     0.50000      COMB11 Combination         Max       0.000      34.043  -5.653E-05      0.0000 
           4     1.00000      COMB11 Combination         Max       0.000      44.581  -5.653E-05      0.0000 
           4     1.00000      COMB11 Combination         Max       0.000      11.249  -5.653E-05      0.0000 
           4     1.25000      COMB11 Combination         Max       0.000      16.518  -5.653E-05      0.0000 
           4     1.50000      COMB11 Combination         Max       0.000      21.787  -5.653E-05      0.0000 
           4     1.50000      COMB11 Combination         Max       0.000     -11.533  -5.653E-05      0.0000 
           4     2.00000      COMB11 Combination         Max       0.000      -0.996  -5.653E-05      0.0000 
           4     2.00000      COMB11 Combination         Max       0.000     -34.314  -5.653E-05      0.0000 
           4     2.35000      COMB11 Combination         Max       0.000     -26.938  -5.653E-05      0.0000 
           4     0.15000      COMB11 Combination         Min       0.000      60.019  -5.653E-05      0.0000 
           4     0.50000      COMB11 Combination         Min       0.000      67.395  -5.653E-05      0.0000 
           4     0.50000      COMB11 Combination         Min       0.000      34.043  -5.653E-05      0.0000 
           4     1.00000      COMB11 Combination         Min       0.000      44.581  -5.653E-05      0.0000 
           4     1.00000      COMB11 Combination         Min       0.000      11.249  -5.653E-05      0.0000 
           4     1.25000      COMB11 Combination         Min       0.000      16.518  -5.653E-05      0.0000 
           4     1.50000      COMB11 Combination         Min       0.000      21.787  -5.653E-05      0.0000 
           4     1.50000      COMB11 Combination         Min       0.000     -11.533  -5.653E-05      0.0000 
           4     2.00000      COMB11 Combination         Min       0.000      -0.996  -5.653E-05      0.0000 
           4     2.00000      COMB11 Combination         Min       0.000     -34.314  -5.653E-05      0.0000 
           4     2.35000      COMB11 Combination         Min       0.000     -26.938  -5.653E-05      0.0000 
           4     0.15000      COMB12 Combination         Max       0.000      58.247  -8.155E-03      0.0000 
           4     0.50000      COMB12 Combination         Max       0.000      65.623  -8.155E-03      0.0000 
           4     0.50000      COMB12 Combination         Max       0.000      32.354  -8.155E-03      0.0000 
           4     1.00000      COMB12 Combination         Max       0.000      42.892  -8.155E-03      0.0000 
           4     1.00000      COMB12 Combination         Max       0.000       9.642  -8.155E-03      0.0000 
           4     1.25000      COMB12 Combination         Max       0.000      14.911  -8.155E-03      0.0000 
           4     1.50000      COMB12 Combination         Max       0.000      20.179  -8.155E-03      0.0000 
           4     1.50000      COMB12 Combination         Max       0.000     -13.060  -8.155E-03      0.0000 
           4     2.00000      COMB12 Combination         Max       0.000      -2.522  -8.155E-03      0.0000 
           4     2.00000      COMB12 Combination         Max       0.000     -35.761  -8.155E-03      0.0000 
           4     2.35000      COMB12 Combination         Max       0.000     -28.384  -8.155E-03      0.0000 
           4     0.15000      COMB12 Combination         Min       0.000      58.247  -8.155E-03      0.0000 
           4     0.50000      COMB12 Combination         Min       0.000      65.623  -8.155E-03      0.0000 
           4     0.50000      COMB12 Combination         Min       0.000      32.354  -8.155E-03      0.0000 
           4     1.00000      COMB12 Combination         Min       0.000      42.892  -8.155E-03      0.0000 
           4     1.00000      COMB12 Combination         Min       0.000       9.642  -8.155E-03      0.0000 
           4     1.25000      COMB12 Combination         Min       0.000      14.911  -8.155E-03      0.0000 
           4     1.50000      COMB12 Combination         Min       0.000      20.179  -8.155E-03      0.0000 
           4     1.50000      COMB12 Combination         Min       0.000     -13.060  -8.155E-03      0.0000 
           4     2.00000      COMB12 Combination         Min       0.000      -2.522  -8.155E-03      0.0000 
           4     2.00000      COMB12 Combination         Min       0.000     -35.761  -8.155E-03      0.0000 
           4     2.35000      COMB12 Combination         Min       0.000     -28.384  -8.155E-03      0.0000 
           4     0.15000      COMB13 Combination         Max       0.758      67.654       0.067      0.0000 
           4     0.50000      COMB13 Combination         Max       0.758      75.030       0.067      0.0000 
           4     0.50000      COMB13 Combination         Max       0.472      40.950       0.045      0.0000 
           4     1.00000      COMB13 Combination         Max       0.472      51.487       0.045      0.0000 
           4     1.00000      COMB13 Combination         Max   1.727E-06      17.431       0.023      0.0000 
           4     1.25000      COMB13 Combination         Max   1.727E-06      22.700       0.023      0.0000 
           4     1.50000      COMB13 Combination         Max   1.727E-06      27.968       0.023      0.0000 
           4     1.50000      COMB13 Combination         Max       0.472      -6.072       0.051      0.0000 
           4     2.00000      COMB13 Combination         Max       0.472       4.466       0.051      0.0000 
           4     2.00000      COMB13 Combination         Max       0.758     -29.570       0.071      0.0000 
           4     2.35000      COMB13 Combination         Max       0.758     -22.194       0.071      0.0000 
           4     0.15000      COMB13 Combination         Min      -0.758      60.004      -0.067      0.0000 
           4     0.50000      COMB13 Combination         Min      -0.758      67.380      -0.067      0.0000 
           4     0.50000      COMB13 Combination         Min      -0.472      33.366      -0.045      0.0000 
           4     1.00000      COMB13 Combination         Min      -0.472      43.904      -0.045      0.0000 
           4     1.00000      COMB13 Combination         Min  -1.727E-06       9.910      -0.023      0.0000 
           4     1.25000      COMB13 Combination         Min  -1.727E-06      15.178      -0.023      0.0000 
           4     1.50000      COMB13 Combination         Min  -1.727E-06      20.447      -0.023      0.0000 
           4     1.50000      COMB13 Combination         Min      -0.472     -13.536      -0.051      0.0000 
           4     2.00000      COMB13 Combination         Min      -0.472      -2.998      -0.051      0.0000 
           4     2.00000      COMB13 Combination         Min      -0.758     -36.981      -0.071      0.0000 
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           4     2.35000      COMB13 Combination         Min      -0.758     -29.605      -0.071      0.0000 
           4     0.15000      COMB14 Combination         Max       0.191      68.673       0.984      0.0000 
           4     0.50000      COMB14 Combination         Max       0.191      76.049       0.984      0.0000 
           4     0.50000      COMB14 Combination         Max       0.119      41.759       0.673      0.0000 
           4     1.00000      COMB14 Combination         Max       0.119      52.296       0.673      0.0000 
           4     1.00000      COMB14 Combination         Max   1.277E-06      18.032       0.107      0.0000 
           4     1.25000      COMB14 Combination         Max   1.277E-06      23.300       0.107      0.0000 
           4     1.50000      COMB14 Combination         Max   1.277E-06      28.569       0.107      0.0000 
           4     1.50000      COMB14 Combination         Max       0.119      -5.678       0.677      0.0000 
           4     2.00000      COMB14 Combination         Max       0.119       4.859       0.677      0.0000 
           4     2.00000      COMB14 Combination         Max       0.191     -29.382       0.978      0.0000 
           4     2.35000      COMB14 Combination         Max       0.191     -22.006       0.978      0.0000 
           4     0.15000      COMB14 Combination         Min      -0.191      58.985      -0.984      0.0000 
           4     0.50000      COMB14 Combination         Min      -0.191      66.361      -0.984      0.0000 
           4     0.50000      COMB14 Combination         Min      -0.119      32.557      -0.673      0.0000 
           4     1.00000      COMB14 Combination         Min      -0.119      43.095      -0.673      0.0000 
           4     1.00000      COMB14 Combination         Min  -1.277E-06       9.309      -0.107      0.0000 
           4     1.25000      COMB14 Combination         Min  -1.277E-06      14.578      -0.107      0.0000 
           4     1.50000      COMB14 Combination         Min  -1.277E-06      19.846      -0.107      0.0000 
           4     1.50000      COMB14 Combination         Min      -0.119     -13.930      -0.677      0.0000 
           4     2.00000      COMB14 Combination         Min      -0.119      -3.392      -0.677      0.0000 
           4     2.00000      COMB14 Combination         Min      -0.191     -37.168      -0.978      0.0000 
           4     2.35000      COMB14 Combination         Min      -0.191     -29.792      -0.978      0.0000 
           4     0.15000         INV Combination         Max       0.758      68.673       0.984      0.0000 
           4     0.50000         INV Combination         Max       0.758      76.049       0.984      0.0000 
           4     0.50000         INV Combination         Max       0.472      41.759       0.673      0.0000 
           4     1.00000         INV Combination         Max       0.472      52.296       0.673      0.0000 
           4     1.00000         INV Combination         Max   1.727E-06      18.032       0.107      0.0000 
           4     1.25000         INV Combination         Max   1.727E-06      23.300       0.107      0.0000 
           4     1.50000         INV Combination         Max   1.727E-06      28.569       0.107      0.0000 
           4     1.50000         INV Combination         Max       0.472      -5.678       0.677      0.0000 
           4     2.00000         INV Combination         Max       0.472       4.859       0.677      0.0000 
           4     2.00000         INV Combination         Max       0.758     -28.878       0.978      0.0000 
           4     2.35000         INV Combination         Max       0.758     -21.502       0.978      0.0000 
           4     0.15000         INV Combination         Min      -0.758      48.755      -0.984      0.0000 
           4     0.50000         INV Combination         Min      -0.758      56.131      -0.984      0.0000 
           4     0.50000         INV Combination         Min      -0.472      25.729      -0.673      0.0000 
           4     1.00000         INV Combination         Min      -0.472      36.267      -0.673      0.0000 
           4     1.00000         INV Combination         Min  -1.727E-06       5.881      -0.107      0.0000 
           4     1.25000         INV Combination         Min  -1.727E-06      11.149      -0.107      0.0000 
           4     1.50000         INV Combination         Min  -1.727E-06      16.418      -0.107      0.0000 
           4     1.50000         INV Combination         Min      -0.472     -13.960      -0.677      0.0000 
           4     2.00000         INV Combination         Min      -0.472      -3.423      -0.677      0.0000 
           4     2.00000         INV Combination         Min      -0.758     -37.168      -0.978      0.0000 
           4     2.35000         INV Combination         Min      -0.758     -29.792      -0.978      0.0000 
           5     0.15000          PP   LinStatic                   0.000      67.524  -3.403E-06      0.0000 
           5     0.50000          PP   LinStatic                   0.000      73.150  -3.403E-06      0.0000 
           5     0.50000          PP   LinStatic                   0.000      48.697  -3.403E-06      0.0000 
           5     1.00000          PP   LinStatic                   0.000      56.734  -3.403E-06      0.0000 
           5     1.00000          PP   LinStatic                   0.000      32.311  -3.403E-06      0.0000 
           5     1.25000          PP   LinStatic                   0.000      36.330  -3.403E-06      0.0000 
           5     1.50000          PP   LinStatic                   0.000      40.349  -3.403E-06      0.0000 
           5     1.50000          PP   LinStatic                   0.000      15.952  -3.403E-06      0.0000 
           5     2.00000          PP   LinStatic                   0.000      23.989  -3.403E-06      0.0000 
           5     2.00000          PP   LinStatic                   0.000      -0.391  -3.403E-06      0.0000 
           5     2.35000          PP   LinStatic                   0.000       5.236  -3.403E-06      0.0000 
           5     0.15000        PERM   LinStatic                   0.000      23.739   3.282E-05      0.0000 
           5     0.50000        PERM   LinStatic                   0.000      25.489   3.282E-05      0.0000 
           5     0.50000        PERM   LinStatic                   0.000      18.817   3.282E-05      0.0000 
           5     1.00000        PERM   LinStatic                   0.000      21.317   3.282E-05      0.0000 
           5     1.00000        PERM   LinStatic                   0.000      14.658   3.282E-05      0.0000 
           5     1.25000        PERM   LinStatic                   0.000      15.908   3.282E-05      0.0000 
           5     1.50000        PERM   LinStatic                   0.000      17.158   3.282E-05      0.0000 
           5     1.50000        PERM   LinStatic                   0.000      10.510   3.282E-05      0.0000 
           5     2.00000        PERM   LinStatic                   0.000      13.010   3.282E-05      0.0000 
           5     2.00000        PERM   LinStatic                   0.000       6.371   3.282E-05      0.0000 
           5     2.35000        PERM   LinStatic                   0.000       8.121   3.282E-05      0.0000 
           5     0.15000        NEVE   LinStatic                   0.000      16.584   2.246E-05      0.0000 
           5     0.50000        NEVE   LinStatic                   0.000      16.584   2.246E-05      0.0000 
           5     0.50000        NEVE   LinStatic                   0.000      13.730   2.246E-05      0.0000 
           5     1.00000        NEVE   LinStatic                   0.000      13.730   2.246E-05      0.0000 
           5     1.00000        NEVE   LinStatic                   0.000      10.884   2.246E-05      0.0000 
           5     1.25000        NEVE   LinStatic                   0.000      10.884   2.246E-05      0.0000 
           5     1.50000        NEVE   LinStatic                   0.000      10.884   2.246E-05      0.0000 
           5     1.50000        NEVE   LinStatic                   0.000       8.046   2.246E-05      0.0000 
           5     2.00000        NEVE   LinStatic                   0.000       8.046   2.246E-05      0.0000 
           5     2.00000        NEVE   LinStatic                   0.000       5.214   2.246E-05      0.0000 
           5     2.35000        NEVE   LinStatic                   0.000       5.214   2.246E-05      0.0000 
           5     0.15000      VENTOX   LinStatic                   0.000      -3.864   5.345E-06      0.0000 
           5     0.50000      VENTOX   LinStatic                   0.000      -3.864   5.345E-06      0.0000 
           5     0.50000      VENTOX   LinStatic                   0.000      -3.162   5.345E-06      0.0000 
           5     1.00000      VENTOX   LinStatic                   0.000      -3.162   5.345E-06      0.0000 
           5     1.00000      VENTOX   LinStatic                   0.000      -2.463   5.345E-06      0.0000 
           5     1.25000      VENTOX   LinStatic                   0.000      -2.463   5.345E-06      0.0000 
           5     1.50000      VENTOX   LinStatic                   0.000      -2.463   5.345E-06      0.0000 
           5     1.50000      VENTOX   LinStatic                   0.000      -1.765   5.345E-06      0.0000 
           5     2.00000      VENTOX   LinStatic                   0.000      -1.765   5.345E-06      0.0000 
           5     2.00000      VENTOX   LinStatic                   0.000      -1.068   5.345E-06      0.0000 
           5     2.35000      VENTOX   LinStatic                   0.000      -1.068   5.345E-06      0.0000 
           5     0.15000      VENTOY   LinStatic                   0.000      -6.082  -6.695E-03      0.0000 
           5     0.50000      VENTOY   LinStatic                   0.000      -6.082  -6.695E-03      0.0000 
           5     0.50000      VENTOY   LinStatic                   0.000      -5.302  -6.695E-03      0.0000 
           5     1.00000      VENTOY   LinStatic                   0.000      -5.302  -6.695E-03      0.0000 
           5     1.00000      VENTOY   LinStatic                   0.000      -4.526  -6.695E-03      0.0000 
           5     1.25000      VENTOY   LinStatic                   0.000      -4.526  -6.695E-03      0.0000 
           5     1.50000      VENTOY   LinStatic                   0.000      -4.526  -6.695E-03      0.0000 
           5     1.50000      VENTOY   LinStatic                   0.000      -3.752  -6.695E-03      0.0000 
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           5     2.00000      VENTOY   LinStatic                   0.000      -3.752  -6.695E-03      0.0000 
           5     2.00000      VENTOY   LinStatic                   0.000      -2.982  -6.695E-03      0.0000 
           5     2.35000      VENTOY   LinStatic                   0.000      -2.982  -6.695E-03      0.0000 
           5     0.15000      SISMAX LinRespSpec         Max       1.085       3.743       0.083      0.0000 
           5     0.50000      SISMAX LinRespSpec         Max       1.085       3.743       0.083      0.0000 
           5     0.50000      SISMAX LinRespSpec         Max       0.676       3.719       0.058      0.0000 
           5     1.00000      SISMAX LinRespSpec         Max       0.676       3.719       0.058      0.0000 
           5     1.00000      SISMAX LinRespSpec         Max   1.546E-07       3.697       0.028      0.0000 
           5     1.25000      SISMAX LinRespSpec         Max   1.546E-07       3.697       0.028      0.0000 
           5     1.50000      SISMAX LinRespSpec         Max   1.546E-07       3.697       0.028      0.0000 
           5     1.50000      SISMAX LinRespSpec         Max       0.676       3.678       0.062      0.0000 
           5     2.00000      SISMAX LinRespSpec         Max       0.676       3.678       0.062      0.0000 
           5     2.00000      SISMAX LinRespSpec         Max       1.085       3.661       0.087      0.0000 
           5     2.35000      SISMAX LinRespSpec         Max       1.085       3.661       0.087      0.0000 
           5     0.15000      SISMAY LinRespSpec         Max       0.215       6.440       0.964      0.0000 
           5     0.50000      SISMAY LinRespSpec         Max       0.215       6.440       0.964      0.0000 
           5     0.50000      SISMAY LinRespSpec         Max       0.134       6.208       0.665      0.0000 
           5     1.00000      SISMAY LinRespSpec         Max       0.134       6.208       0.665      0.0000 
           5     1.00000      SISMAY LinRespSpec         Max   3.072E-07       5.980       0.101      0.0000 
           5     1.25000      SISMAY LinRespSpec         Max   3.072E-07       5.980       0.101      0.0000 
           5     1.50000      SISMAY LinRespSpec         Max   3.072E-07       5.980       0.101      0.0000 
           5     1.50000      SISMAY LinRespSpec         Max       0.134       5.756       0.660      0.0000 
           5     2.00000      SISMAY LinRespSpec         Max       0.134       5.756       0.660      0.0000 
           5     2.00000      SISMAY LinRespSpec         Max       0.215       5.536       0.957      0.0000 
           5     2.35000      SISMAY LinRespSpec         Max       0.215       5.536       0.957      0.0000 
           5     0.15000        TERM   LinStatic                   0.000       0.862   7.103E-07      0.0000 
           5     0.50000        TERM   LinStatic                   0.000       0.862   7.103E-07      0.0000 
           5     0.50000        TERM   LinStatic                   0.000       0.875   7.103E-07      0.0000 
           5     1.00000        TERM   LinStatic                   0.000       0.875   7.103E-07      0.0000 
           5     1.00000        TERM   LinStatic                   0.000       0.889   7.103E-07      0.0000 
           5     1.25000        TERM   LinStatic                   0.000       0.889   7.103E-07      0.0000 
           5     1.50000        TERM   LinStatic                   0.000       0.889   7.103E-07      0.0000 
           5     1.50000        TERM   LinStatic                   0.000       0.903   7.103E-07      0.0000 
           5     2.00000        TERM   LinStatic                   0.000       0.903   7.103E-07      0.0000 
           5     2.00000        TERM   LinStatic                   0.000       0.918   7.103E-07      0.0000 
           5     2.35000        TERM   LinStatic                   0.000       0.918   7.103E-07      0.0000 
           5     0.15000       COMB1 Combination         Max       0.000      92.125   3.013E-05      0.0000 
           5     0.50000       COMB1 Combination         Max       0.000      99.501   3.013E-05      0.0000 
           5     0.50000       COMB1 Combination         Max       0.000      68.389   3.013E-05      0.0000 
           5     1.00000       COMB1 Combination         Max       0.000      78.927   3.013E-05      0.0000 
           5     1.00000       COMB1 Combination         Max       0.000      47.858   3.013E-05      0.0000 
           5     1.25000       COMB1 Combination         Max       0.000      53.127   3.013E-05      0.0000 
           5     1.50000       COMB1 Combination         Max       0.000      58.395   3.013E-05      0.0000 
           5     1.50000       COMB1 Combination         Max       0.000      27.365   3.013E-05      0.0000 
           5     2.00000       COMB1 Combination         Max       0.000      37.903   3.013E-05      0.0000 
           5     2.00000       COMB1 Combination         Max       0.000       6.898   3.013E-05      0.0000 
           5     2.35000       COMB1 Combination         Max       0.000      14.274   3.013E-05      0.0000 
           5     0.15000       COMB1 Combination         Min       0.000      92.125   3.013E-05      0.0000 
           5     0.50000       COMB1 Combination         Min       0.000      99.501   3.013E-05      0.0000 
           5     0.50000       COMB1 Combination         Min       0.000      68.389   3.013E-05      0.0000 
           5     1.00000       COMB1 Combination         Min       0.000      78.927   3.013E-05      0.0000 
           5     1.00000       COMB1 Combination         Min       0.000      47.858   3.013E-05      0.0000 
           5     1.25000       COMB1 Combination         Min       0.000      53.127   3.013E-05      0.0000 
           5     1.50000       COMB1 Combination         Min       0.000      58.395   3.013E-05      0.0000 
           5     1.50000       COMB1 Combination         Min       0.000      27.365   3.013E-05      0.0000 
           5     2.00000       COMB1 Combination         Min       0.000      37.903   3.013E-05      0.0000 
           5     2.00000       COMB1 Combination         Min       0.000       6.898   3.013E-05      0.0000 
           5     2.35000       COMB1 Combination         Min       0.000      14.274   3.013E-05      0.0000 
           5     0.15000       COMB2 Combination         Max       0.000     108.709   5.259E-05      0.0000 
           5     0.50000       COMB2 Combination         Max       0.000     116.085   5.259E-05      0.0000 
           5     0.50000       COMB2 Combination         Max       0.000      82.120   5.259E-05      0.0000 
           5     1.00000       COMB2 Combination         Max       0.000      92.657   5.259E-05      0.0000 
           5     1.00000       COMB2 Combination         Max       0.000      58.742   5.259E-05      0.0000 
           5     1.25000       COMB2 Combination         Max       0.000      64.011   5.259E-05      0.0000 
           5     1.50000       COMB2 Combination         Max       0.000      69.280   5.259E-05      0.0000 
           5     1.50000       COMB2 Combination         Max       0.000      35.411   5.259E-05      0.0000 
           5     2.00000       COMB2 Combination         Max       0.000      45.949   5.259E-05      0.0000 
           5     2.00000       COMB2 Combination         Max       0.000      12.112   5.259E-05      0.0000 
           5     2.35000       COMB2 Combination         Max       0.000      19.489   5.259E-05      0.0000 
           5     0.15000       COMB2 Combination         Min       0.000     108.709   5.259E-05      0.0000 
           5     0.50000       COMB2 Combination         Min       0.000     116.085   5.259E-05      0.0000 
           5     0.50000       COMB2 Combination         Min       0.000      82.120   5.259E-05      0.0000 
           5     1.00000       COMB2 Combination         Min       0.000      92.657   5.259E-05      0.0000 
           5     1.00000       COMB2 Combination         Min       0.000      58.742   5.259E-05      0.0000 
           5     1.25000       COMB2 Combination         Min       0.000      64.011   5.259E-05      0.0000 
           5     1.50000       COMB2 Combination         Min       0.000      69.280   5.259E-05      0.0000 
           5     1.50000       COMB2 Combination         Min       0.000      35.411   5.259E-05      0.0000 
           5     2.00000       COMB2 Combination         Min       0.000      45.949   5.259E-05      0.0000 
           5     2.00000       COMB2 Combination         Min       0.000      12.112   5.259E-05      0.0000 
           5     2.35000       COMB2 Combination         Min       0.000      19.489   5.259E-05      0.0000 
           5     0.15000       COMB3 Combination         Max       0.000      88.260   3.548E-05      0.0000 
           5     0.50000       COMB3 Combination         Max       0.000      95.637   3.548E-05      0.0000 
           5     0.50000       COMB3 Combination         Max       0.000      65.227   3.548E-05      0.0000 
           5     1.00000       COMB3 Combination         Max       0.000      75.764   3.548E-05      0.0000 
           5     1.00000       COMB3 Combination         Max       0.000      45.395   3.548E-05      0.0000 
           5     1.25000       COMB3 Combination         Max       0.000      50.664   3.548E-05      0.0000 
           5     1.50000       COMB3 Combination         Max       0.000      55.933   3.548E-05      0.0000 
           5     1.50000       COMB3 Combination         Max       0.000      25.600   3.548E-05      0.0000 
           5     2.00000       COMB3 Combination         Max       0.000      36.138   3.548E-05      0.0000 
           5     2.00000       COMB3 Combination         Max       0.000       5.830   3.548E-05      0.0000 
           5     2.35000       COMB3 Combination         Max       0.000      13.206   3.548E-05      0.0000 
           5     0.15000       COMB3 Combination         Min       0.000      88.260   3.548E-05      0.0000 
           5     0.50000       COMB3 Combination         Min       0.000      95.637   3.548E-05      0.0000 
           5     0.50000       COMB3 Combination         Min       0.000      65.227   3.548E-05      0.0000 
           5     1.00000       COMB3 Combination         Min       0.000      75.764   3.548E-05      0.0000 
           5     1.00000       COMB3 Combination         Min       0.000      45.395   3.548E-05      0.0000 
           5     1.25000       COMB3 Combination         Min       0.000      50.664   3.548E-05      0.0000 
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           5     1.50000       COMB3 Combination         Min       0.000      55.933   3.548E-05      0.0000 
           5     1.50000       COMB3 Combination         Min       0.000      25.600   3.548E-05      0.0000 
           5     2.00000       COMB3 Combination         Min       0.000      36.138   3.548E-05      0.0000 
           5     2.00000       COMB3 Combination         Min       0.000       5.830   3.548E-05      0.0000 
           5     2.35000       COMB3 Combination         Min       0.000      13.206   3.548E-05      0.0000 
           5     0.15000       COMB4 Combination         Max       0.000      86.042  -6.664E-03      0.0000 
           5     0.50000       COMB4 Combination         Max       0.000      93.418  -6.664E-03      0.0000 
           5     0.50000       COMB4 Combination         Max       0.000      63.087  -6.664E-03      0.0000 
           5     1.00000       COMB4 Combination         Max       0.000      73.624  -6.664E-03      0.0000 
           5     1.00000       COMB4 Combination         Max       0.000      43.332  -6.664E-03      0.0000 
           5     1.25000       COMB4 Combination         Max       0.000      48.601  -6.664E-03      0.0000 
           5     1.50000       COMB4 Combination         Max       0.000      53.870  -6.664E-03      0.0000 
           5     1.50000       COMB4 Combination         Max       0.000      23.613  -6.664E-03      0.0000 
           5     2.00000       COMB4 Combination         Max       0.000      34.150  -6.664E-03      0.0000 
           5     2.00000       COMB4 Combination         Max       0.000       3.917  -6.664E-03      0.0000 
           5     2.35000       COMB4 Combination         Max       0.000      11.293  -6.664E-03      0.0000 
           5     0.15000       COMB4 Combination         Min       0.000      86.042  -6.664E-03      0.0000 
           5     0.50000       COMB4 Combination         Min       0.000      93.418  -6.664E-03      0.0000 
           5     0.50000       COMB4 Combination         Min       0.000      63.087  -6.664E-03      0.0000 
           5     1.00000       COMB4 Combination         Min       0.000      73.624  -6.664E-03      0.0000 
           5     1.00000       COMB4 Combination         Min       0.000      43.332  -6.664E-03      0.0000 
           5     1.25000       COMB4 Combination         Min       0.000      48.601  -6.664E-03      0.0000 
           5     1.50000       COMB4 Combination         Min       0.000      53.870  -6.664E-03      0.0000 
           5     1.50000       COMB4 Combination         Min       0.000      23.613  -6.664E-03      0.0000 
           5     2.00000       COMB4 Combination         Min       0.000      34.150  -6.664E-03      0.0000 
           5     2.00000       COMB4 Combination         Min       0.000       3.917  -6.664E-03      0.0000 
           5     2.35000       COMB4 Combination         Min       0.000      11.293  -6.664E-03      0.0000 
           5     0.15000       COMB5 Combination         Max       0.000     104.845   5.793E-05      0.0000 
           5     0.50000       COMB5 Combination         Max       0.000     112.221   5.793E-05      0.0000 
           5     0.50000       COMB5 Combination         Max       0.000      78.957   5.793E-05      0.0000 
           5     1.00000       COMB5 Combination         Max       0.000      89.495   5.793E-05      0.0000 
           5     1.00000       COMB5 Combination         Max       0.000      56.280   5.793E-05      0.0000 
           5     1.25000       COMB5 Combination         Max       0.000      61.548   5.793E-05      0.0000 
           5     1.50000       COMB5 Combination         Max       0.000      66.817   5.793E-05      0.0000 
           5     1.50000       COMB5 Combination         Max       0.000      33.647   5.793E-05      0.0000 
           5     2.00000       COMB5 Combination         Max       0.000      44.184   5.793E-05      0.0000 
           5     2.00000       COMB5 Combination         Max       0.000      11.044   5.793E-05      0.0000 
           5     2.35000       COMB5 Combination         Max       0.000      18.420   5.793E-05      0.0000 
           5     0.15000       COMB5 Combination         Min       0.000     104.845   5.793E-05      0.0000 
           5     0.50000       COMB5 Combination         Min       0.000     112.221   5.793E-05      0.0000 
           5     0.50000       COMB5 Combination         Min       0.000      78.957   5.793E-05      0.0000 
           5     1.00000       COMB5 Combination         Min       0.000      89.495   5.793E-05      0.0000 
           5     1.00000       COMB5 Combination         Min       0.000      56.280   5.793E-05      0.0000 
           5     1.25000       COMB5 Combination         Min       0.000      61.548   5.793E-05      0.0000 
           5     1.50000       COMB5 Combination         Min       0.000      66.817   5.793E-05      0.0000 
           5     1.50000       COMB5 Combination         Min       0.000      33.647   5.793E-05      0.0000 
           5     2.00000       COMB5 Combination         Min       0.000      44.184   5.793E-05      0.0000 
           5     2.00000       COMB5 Combination         Min       0.000      11.044   5.793E-05      0.0000 
           5     2.35000       COMB5 Combination         Min       0.000      18.420   5.793E-05      0.0000 
           5     0.15000       COMB6 Combination         Max       0.000     102.626  -6.642E-03      0.0000 
           5     0.50000       COMB6 Combination         Max       0.000     110.003  -6.642E-03      0.0000 
           5     0.50000       COMB6 Combination         Max       0.000      76.817  -6.642E-03      0.0000 
           5     1.00000       COMB6 Combination         Max       0.000      87.355  -6.642E-03      0.0000 
           5     1.00000       COMB6 Combination         Max       0.000      54.216  -6.642E-03      0.0000 
           5     1.25000       COMB6 Combination         Max       0.000      59.485  -6.642E-03      0.0000 
           5     1.50000       COMB6 Combination         Max       0.000      64.754  -6.642E-03      0.0000 
           5     1.50000       COMB6 Combination         Max       0.000      31.659  -6.642E-03      0.0000 
           5     2.00000       COMB6 Combination         Max       0.000      42.197  -6.642E-03      0.0000 
           5     2.00000       COMB6 Combination         Max       0.000       9.131  -6.642E-03      0.0000 
           5     2.35000       COMB6 Combination         Max       0.000      16.507  -6.642E-03      0.0000 
           5     0.15000       COMB6 Combination         Min       0.000     102.626  -6.642E-03      0.0000 
           5     0.50000       COMB6 Combination         Min       0.000     110.003  -6.642E-03      0.0000 
           5     0.50000       COMB6 Combination         Min       0.000      76.817  -6.642E-03      0.0000 
           5     1.00000       COMB6 Combination         Min       0.000      87.355  -6.642E-03      0.0000 
           5     1.00000       COMB6 Combination         Min       0.000      54.216  -6.642E-03      0.0000 
           5     1.25000       COMB6 Combination         Min       0.000      59.485  -6.642E-03      0.0000 
           5     1.50000       COMB6 Combination         Min       0.000      64.754  -6.642E-03      0.0000 
           5     1.50000       COMB6 Combination         Min       0.000      31.659  -6.642E-03      0.0000 
           5     2.00000       COMB6 Combination         Min       0.000      42.197  -6.642E-03      0.0000 
           5     2.00000       COMB6 Combination         Min       0.000       9.131  -6.642E-03      0.0000 
           5     2.35000       COMB6 Combination         Min       0.000      16.507  -6.642E-03      0.0000 
           5     0.15000       COMB7 Combination         Max       0.000      90.400   2.871E-05      0.0000 
           5     0.50000       COMB7 Combination         Max       0.000      97.777   2.871E-05      0.0000 
           5     0.50000       COMB7 Combination         Max       0.000      66.639   2.871E-05      0.0000 
           5     1.00000       COMB7 Combination         Max       0.000      77.176   2.871E-05      0.0000 
           5     1.00000       COMB7 Combination         Max       0.000      46.080   2.871E-05      0.0000 
           5     1.25000       COMB7 Combination         Max       0.000      51.349   2.871E-05      0.0000 
           5     1.50000       COMB7 Combination         Max       0.000      56.618   2.871E-05      0.0000 
           5     1.50000       COMB7 Combination         Max       0.000      25.559   2.871E-05      0.0000 
           5     2.00000       COMB7 Combination         Max       0.000      36.096   2.871E-05      0.0000 
           5     2.00000       COMB7 Combination         Max       0.000       5.062   2.871E-05      0.0000 
           5     2.35000       COMB7 Combination         Max       0.000      12.438   2.871E-05      0.0000 
           5     0.15000       COMB7 Combination         Min       0.000      90.400   2.871E-05      0.0000 
           5     0.50000       COMB7 Combination         Min       0.000      97.777   2.871E-05      0.0000 
           5     0.50000       COMB7 Combination         Min       0.000      66.639   2.871E-05      0.0000 
           5     1.00000       COMB7 Combination         Min       0.000      77.176   2.871E-05      0.0000 
           5     1.00000       COMB7 Combination         Min       0.000      46.080   2.871E-05      0.0000 
           5     1.25000       COMB7 Combination         Min       0.000      51.349   2.871E-05      0.0000 
           5     1.50000       COMB7 Combination         Min       0.000      56.618   2.871E-05      0.0000 
           5     1.50000       COMB7 Combination         Min       0.000      25.559   2.871E-05      0.0000 
           5     2.00000       COMB7 Combination         Min       0.000      36.096   2.871E-05      0.0000 
           5     2.00000       COMB7 Combination         Min       0.000       5.062   2.871E-05      0.0000 
           5     2.35000       COMB7 Combination         Min       0.000      12.438   2.871E-05      0.0000 
           5     0.15000       COMB8 Combination         Max       0.000     106.985   5.117E-05      0.0000 
           5     0.50000       COMB8 Combination         Max       0.000     114.361   5.117E-05      0.0000 
           5     0.50000       COMB8 Combination         Max       0.000      80.369   5.117E-05      0.0000 
           5     1.00000       COMB8 Combination         Max       0.000      90.907   5.117E-05      0.0000 
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           5     1.00000       COMB8 Combination         Max       0.000      56.964   5.117E-05      0.0000 
           5     1.25000       COMB8 Combination         Max       0.000      62.233   5.117E-05      0.0000 
           5     1.50000       COMB8 Combination         Max       0.000      67.502   5.117E-05      0.0000 
           5     1.50000       COMB8 Combination         Max       0.000      33.605   5.117E-05      0.0000 
           5     2.00000       COMB8 Combination         Max       0.000      44.142   5.117E-05      0.0000 
           5     2.00000       COMB8 Combination         Max       0.000      10.276   5.117E-05      0.0000 
           5     2.35000       COMB8 Combination         Max       0.000      17.652   5.117E-05      0.0000 
           5     0.15000       COMB8 Combination         Min       0.000     106.985   5.117E-05      0.0000 
           5     0.50000       COMB8 Combination         Min       0.000     114.361   5.117E-05      0.0000 
           5     0.50000       COMB8 Combination         Min       0.000      80.369   5.117E-05      0.0000 
           5     1.00000       COMB8 Combination         Min       0.000      90.907   5.117E-05      0.0000 
           5     1.00000       COMB8 Combination         Min       0.000      56.964   5.117E-05      0.0000 
           5     1.25000       COMB8 Combination         Min       0.000      62.233   5.117E-05      0.0000 
           5     1.50000       COMB8 Combination         Min       0.000      67.502   5.117E-05      0.0000 
           5     1.50000       COMB8 Combination         Min       0.000      33.605   5.117E-05      0.0000 
           5     2.00000       COMB8 Combination         Min       0.000      44.142   5.117E-05      0.0000 
           5     2.00000       COMB8 Combination         Min       0.000      10.276   5.117E-05      0.0000 
           5     2.35000       COMB8 Combination         Min       0.000      17.652   5.117E-05      0.0000 
           5     0.15000       COMB9 Combination         Max       0.000      86.536   3.405E-05      0.0000 
           5     0.50000       COMB9 Combination         Max       0.000      93.912   3.405E-05      0.0000 
           5     0.50000       COMB9 Combination         Max       0.000      63.476   3.405E-05      0.0000 
           5     1.00000       COMB9 Combination         Max       0.000      74.014   3.405E-05      0.0000 
           5     1.00000       COMB9 Combination         Max       0.000      43.617   3.405E-05      0.0000 
           5     1.25000       COMB9 Combination         Max       0.000      48.886   3.405E-05      0.0000 
           5     1.50000       COMB9 Combination         Max       0.000      54.155   3.405E-05      0.0000 
           5     1.50000       COMB9 Combination         Max       0.000      23.794   3.405E-05      0.0000 
           5     2.00000       COMB9 Combination         Max       0.000      34.331   3.405E-05      0.0000 
           5     2.00000       COMB9 Combination         Max       0.000       3.994   3.405E-05      0.0000 
           5     2.35000       COMB9 Combination         Max       0.000      11.370   3.405E-05      0.0000 
           5     0.15000       COMB9 Combination         Min       0.000      86.536   3.405E-05      0.0000 
           5     0.50000       COMB9 Combination         Min       0.000      93.912   3.405E-05      0.0000 
           5     0.50000       COMB9 Combination         Min       0.000      63.476   3.405E-05      0.0000 
           5     1.00000       COMB9 Combination         Min       0.000      74.014   3.405E-05      0.0000 
           5     1.00000       COMB9 Combination         Min       0.000      43.617   3.405E-05      0.0000 
           5     1.25000       COMB9 Combination         Min       0.000      48.886   3.405E-05      0.0000 
           5     1.50000       COMB9 Combination         Min       0.000      54.155   3.405E-05      0.0000 
           5     1.50000       COMB9 Combination         Min       0.000      23.794   3.405E-05      0.0000 
           5     2.00000       COMB9 Combination         Min       0.000      34.331   3.405E-05      0.0000 
           5     2.00000       COMB9 Combination         Min       0.000       3.994   3.405E-05      0.0000 
           5     2.35000       COMB9 Combination         Min       0.000      11.370   3.405E-05      0.0000 
           5     0.15000      COMB10 Combination         Max       0.000      84.318  -6.666E-03      0.0000 
           5     0.50000      COMB10 Combination         Max       0.000      91.694  -6.666E-03      0.0000 
           5     0.50000      COMB10 Combination         Max       0.000      61.336  -6.666E-03      0.0000 
           5     1.00000      COMB10 Combination         Max       0.000      71.874  -6.666E-03      0.0000 
           5     1.00000      COMB10 Combination         Max       0.000      41.554  -6.666E-03      0.0000 
           5     1.25000      COMB10 Combination         Max       0.000      46.823  -6.666E-03      0.0000 
           5     1.50000      COMB10 Combination         Max       0.000      52.092  -6.666E-03      0.0000 
           5     1.50000      COMB10 Combination         Max       0.000      21.806  -6.666E-03      0.0000 
           5     2.00000      COMB10 Combination         Max       0.000      32.344  -6.666E-03      0.0000 
           5     2.00000      COMB10 Combination         Max       0.000       2.080  -6.666E-03      0.0000 
           5     2.35000      COMB10 Combination         Max       0.000       9.457  -6.666E-03      0.0000 
           5     0.15000      COMB10 Combination         Min       0.000      84.318  -6.666E-03      0.0000 
           5     0.50000      COMB10 Combination         Min       0.000      91.694  -6.666E-03      0.0000 
           5     0.50000      COMB10 Combination         Min       0.000      61.336  -6.666E-03      0.0000 
           5     1.00000      COMB10 Combination         Min       0.000      71.874  -6.666E-03      0.0000 
           5     1.00000      COMB10 Combination         Min       0.000      41.554  -6.666E-03      0.0000 
           5     1.25000      COMB10 Combination         Min       0.000      46.823  -6.666E-03      0.0000 
           5     1.50000      COMB10 Combination         Min       0.000      52.092  -6.666E-03      0.0000 
           5     1.50000      COMB10 Combination         Min       0.000      21.806  -6.666E-03      0.0000 
           5     2.00000      COMB10 Combination         Min       0.000      32.344  -6.666E-03      0.0000 
           5     2.00000      COMB10 Combination         Min       0.000       2.080  -6.666E-03      0.0000 
           5     2.35000      COMB10 Combination         Min       0.000       9.457  -6.666E-03      0.0000 
           5     0.15000      COMB11 Combination         Max       0.000     103.121   5.651E-05      0.0000 
           5     0.50000      COMB11 Combination         Max       0.000     110.497   5.651E-05      0.0000 
           5     0.50000      COMB11 Combination         Max       0.000      77.207   5.651E-05      0.0000 
           5     1.00000      COMB11 Combination         Max       0.000      87.744   5.651E-05      0.0000 
           5     1.00000      COMB11 Combination         Max       0.000      54.502   5.651E-05      0.0000 
           5     1.25000      COMB11 Combination         Max       0.000      59.770   5.651E-05      0.0000 
           5     1.50000      COMB11 Combination         Max       0.000      65.039   5.651E-05      0.0000 
           5     1.50000      COMB11 Combination         Max       0.000      31.840   5.651E-05      0.0000 
           5     2.00000      COMB11 Combination         Max       0.000      42.378   5.651E-05      0.0000 
           5     2.00000      COMB11 Combination         Max       0.000       9.208   5.651E-05      0.0000 
           5     2.35000      COMB11 Combination         Max       0.000      16.584   5.651E-05      0.0000 
           5     0.15000      COMB11 Combination         Min       0.000     103.121   5.651E-05      0.0000 
           5     0.50000      COMB11 Combination         Min       0.000     110.497   5.651E-05      0.0000 
           5     0.50000      COMB11 Combination         Min       0.000      77.207   5.651E-05      0.0000 
           5     1.00000      COMB11 Combination         Min       0.000      87.744   5.651E-05      0.0000 
           5     1.00000      COMB11 Combination         Min       0.000      54.502   5.651E-05      0.0000 
           5     1.25000      COMB11 Combination         Min       0.000      59.770   5.651E-05      0.0000 
           5     1.50000      COMB11 Combination         Min       0.000      65.039   5.651E-05      0.0000 
           5     1.50000      COMB11 Combination         Min       0.000      31.840   5.651E-05      0.0000 
           5     2.00000      COMB11 Combination         Min       0.000      42.378   5.651E-05      0.0000 
           5     2.00000      COMB11 Combination         Min       0.000       9.208   5.651E-05      0.0000 
           5     2.35000      COMB11 Combination         Min       0.000      16.584   5.651E-05      0.0000 
           5     0.15000      COMB12 Combination         Max       0.000     100.902  -6.643E-03      0.0000 
           5     0.50000      COMB12 Combination         Max       0.000     108.278  -6.643E-03      0.0000 
           5     0.50000      COMB12 Combination         Max       0.000      75.067  -6.643E-03      0.0000 
           5     1.00000      COMB12 Combination         Max       0.000      85.604  -6.643E-03      0.0000 
           5     1.00000      COMB12 Combination         Max       0.000      52.439  -6.643E-03      0.0000 
           5     1.25000      COMB12 Combination         Max       0.000      57.707  -6.643E-03      0.0000 
           5     1.50000      COMB12 Combination         Max       0.000      62.976  -6.643E-03      0.0000 
           5     1.50000      COMB12 Combination         Max       0.000      29.853  -6.643E-03      0.0000 
           5     2.00000      COMB12 Combination         Max       0.000      40.390  -6.643E-03      0.0000 
           5     2.00000      COMB12 Combination         Max       0.000       7.294  -6.643E-03      0.0000 
           5     2.35000      COMB12 Combination         Max       0.000      14.671  -6.643E-03      0.0000 
           5     0.15000      COMB12 Combination         Min       0.000     100.902  -6.643E-03      0.0000 
           5     0.50000      COMB12 Combination         Min       0.000     108.278  -6.643E-03      0.0000 
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           5     0.50000      COMB12 Combination         Min       0.000      75.067  -6.643E-03      0.0000 
           5     1.00000      COMB12 Combination         Min       0.000      85.604  -6.643E-03      0.0000 
           5     1.00000      COMB12 Combination         Min       0.000      52.439  -6.643E-03      0.0000 
           5     1.25000      COMB12 Combination         Min       0.000      57.707  -6.643E-03      0.0000 
           5     1.50000      COMB12 Combination         Min       0.000      62.976  -6.643E-03      0.0000 
           5     1.50000      COMB12 Combination         Min       0.000      29.853  -6.643E-03      0.0000 
           5     2.00000      COMB12 Combination         Min       0.000      40.390  -6.643E-03      0.0000 
           5     2.00000      COMB12 Combination         Min       0.000       7.294  -6.643E-03      0.0000 
           5     2.35000      COMB12 Combination         Min       0.000      14.671  -6.643E-03      0.0000 
           5     0.15000      COMB13 Combination         Max       1.085     111.589       0.084      0.0000 
           5     0.50000      COMB13 Combination         Max       1.085     118.966       0.084      0.0000 
           5     0.50000      COMB13 Combination         Max       0.676      84.963       0.058      0.0000 
           5     1.00000      COMB13 Combination         Max       0.676      95.501       0.058      0.0000 
           5     1.00000      COMB13 Combination         Max   1.546E-07      61.551       0.029      0.0000 
           5     1.25000      COMB13 Combination         Max   1.546E-07      66.819       0.029      0.0000 
           5     1.50000      COMB13 Combination         Max   1.546E-07      72.088       0.029      0.0000 
           5     1.50000      COMB13 Combination         Max       0.676      38.186       0.062      0.0000 
           5     2.00000      COMB13 Combination         Max       0.676      48.724       0.062      0.0000 
           5     2.00000      COMB13 Combination         Max       1.085      14.855       0.087      0.0000 
           5     2.35000      COMB13 Combination         Max       1.085      22.232       0.087      0.0000 
           5     0.15000      COMB13 Combination         Min      -1.085     104.104      -0.083      0.0000 
           5     0.50000      COMB13 Combination         Min      -1.085     111.480      -0.083      0.0000 
           5     0.50000      COMB13 Combination         Min      -0.676      77.525      -0.058      0.0000 
           5     1.00000      COMB13 Combination         Min      -0.676      88.063      -0.058      0.0000 
           5     1.00000      COMB13 Combination         Min  -1.546E-07      54.156      -0.028      0.0000 
           5     1.25000      COMB13 Combination         Min  -1.546E-07      59.425      -0.028      0.0000 
           5     1.50000      COMB13 Combination         Min  -1.546E-07      64.694      -0.028      0.0000 
           5     1.50000      COMB13 Combination         Min      -0.676      30.830      -0.062      0.0000 
           5     2.00000      COMB13 Combination         Min      -0.676      41.367      -0.062      0.0000 
           5     2.00000      COMB13 Combination         Min      -1.085       7.533      -0.087      0.0000 
           5     2.35000      COMB13 Combination         Min      -1.085      14.909      -0.087      0.0000 
           5     0.15000      COMB14 Combination         Max       0.215     114.287       0.964      0.0000 
           5     0.50000      COMB14 Combination         Max       0.215     121.663       0.964      0.0000 
           5     0.50000      COMB14 Combination         Max       0.134      87.452       0.665      0.0000 
           5     1.00000      COMB14 Combination         Max       0.134      97.990       0.665      0.0000 
           5     1.00000      COMB14 Combination         Max   3.072E-07      63.833       0.101      0.0000 
           5     1.25000      COMB14 Combination         Max   3.072E-07      69.102       0.101      0.0000 
           5     1.50000      COMB14 Combination         Max   3.072E-07      74.370       0.101      0.0000 
           5     1.50000      COMB14 Combination         Max       0.134      40.264       0.660      0.0000 
           5     2.00000      COMB14 Combination         Max       0.134      50.801       0.660      0.0000 
           5     2.00000      COMB14 Combination         Max       0.215      16.730       0.957      0.0000 
           5     2.35000      COMB14 Combination         Max       0.215      24.106       0.957      0.0000 
           5     0.15000      COMB14 Combination         Min      -0.215     101.407      -0.964      0.0000 
           5     0.50000      COMB14 Combination         Min      -0.215     108.783      -0.964      0.0000 
           5     0.50000      COMB14 Combination         Min      -0.134      75.036      -0.665      0.0000 
           5     1.00000      COMB14 Combination         Min      -0.134      85.574      -0.665      0.0000 
           5     1.00000      COMB14 Combination         Min  -3.072E-07      51.874      -0.101      0.0000 
           5     1.25000      COMB14 Combination         Min  -3.072E-07      57.142      -0.101      0.0000 
           5     1.50000      COMB14 Combination         Min  -3.072E-07      62.411      -0.101      0.0000 
           5     1.50000      COMB14 Combination         Min      -0.134      28.752      -0.660      0.0000 
           5     2.00000      COMB14 Combination         Min      -0.134      39.290      -0.660      0.0000 
           5     2.00000      COMB14 Combination         Min      -0.215       5.658      -0.957      0.0000 
           5     2.35000      COMB14 Combination         Min      -0.215      13.035      -0.957      0.0000 
           5     0.15000         INV Combination         Max       1.085     114.287       0.964      0.0000 
           5     0.50000         INV Combination         Max       1.085     121.663       0.964      0.0000 
           5     0.50000         INV Combination         Max       0.676      87.452       0.665      0.0000 
           5     1.00000         INV Combination         Max       0.676      97.990       0.665      0.0000 
           5     1.00000         INV Combination         Max   3.072E-07      63.833       0.101      0.0000 
           5     1.25000         INV Combination         Max   3.072E-07      69.102       0.101      0.0000 
           5     1.50000         INV Combination         Max   3.072E-07      74.370       0.101      0.0000 
           5     1.50000         INV Combination         Max       0.676      40.264       0.660      0.0000 
           5     2.00000         INV Combination         Max       0.676      50.801       0.660      0.0000 
           5     2.00000         INV Combination         Max       1.085      16.730       0.957      0.0000 
           5     2.35000         INV Combination         Max       1.085      24.106       0.957      0.0000 
           5     0.15000         INV Combination         Min      -1.085      84.318      -0.964      0.0000 
           5     0.50000         INV Combination         Min      -1.085      91.694      -0.964      0.0000 
           5     0.50000         INV Combination         Min      -0.676      61.336      -0.665      0.0000 
           5     1.00000         INV Combination         Min      -0.676      71.874      -0.665      0.0000 
           5     1.00000         INV Combination         Min  -3.072E-07      41.554      -0.101      0.0000 
           5     1.25000         INV Combination         Min  -3.072E-07      46.823      -0.101      0.0000 
           5     1.50000         INV Combination         Min  -3.072E-07      52.092      -0.101      0.0000 
           5     1.50000         INV Combination         Min      -0.676      21.806      -0.660      0.0000 
           5     2.00000         INV Combination         Min      -0.676      32.344      -0.660      0.0000 
           5     2.00000         INV Combination         Min      -1.085       2.080      -0.957      0.0000 
           5     2.35000         INV Combination         Min      -1.085       9.457      -0.957      0.0000 
           6     0.15000          PP   LinStatic                   0.000      41.317   1.336E-05      0.0000 
           6     0.50000          PP   LinStatic                   0.000      46.943   1.336E-05      0.0000 
           6     0.50000          PP   LinStatic                   0.000      22.580   1.336E-05      0.0000 
           6     1.00000          PP   LinStatic                   0.000      30.618   1.336E-05      0.0000 
           6     1.00000          PP   LinStatic                   0.000       6.268   1.336E-05      0.0000 
           6     1.25000          PP   LinStatic                   0.000      10.287   1.336E-05      0.0000 
           6     1.50000          PP   LinStatic                   0.000      14.306   1.336E-05      0.0000 
           6     1.50000          PP   LinStatic                   0.000     -10.036   1.336E-05      0.0000 
           6     2.00000          PP   LinStatic                   0.000      -1.999   1.336E-05      0.0000 
           6     2.00000          PP   LinStatic                   0.000     -26.341   1.336E-05      0.0000 
           6     2.35000          PP   LinStatic                   0.000     -20.715   1.336E-05      0.0000 
           6     0.15000        PERM   LinStatic                   0.000      19.424  -8.434E-06      0.0000 
           6     0.50000        PERM   LinStatic                   0.000      21.174  -8.434E-06      0.0000 
           6     0.50000        PERM   LinStatic                   0.000      14.544  -8.434E-06      0.0000 
           6     1.00000        PERM   LinStatic                   0.000      17.044  -8.434E-06      0.0000 
           6     1.00000        PERM   LinStatic                   0.000      10.424  -8.434E-06      0.0000 
           6     1.25000        PERM   LinStatic                   0.000      11.674  -8.434E-06      0.0000 
           6     1.50000        PERM   LinStatic                   0.000      12.924  -8.434E-06      0.0000 
           6     1.50000        PERM   LinStatic                   0.000       6.313  -8.434E-06      0.0000 
           6     2.00000        PERM   LinStatic                   0.000       8.813  -8.434E-06      0.0000 
           6     2.00000        PERM   LinStatic                   0.000       2.207  -8.434E-06      0.0000 
           6     2.35000        PERM   LinStatic                   0.000       3.957  -8.434E-06      0.0000 
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           6     0.15000        NEVE   LinStatic                   0.000      13.632  -5.771E-06      0.0000 
           6     0.50000        NEVE   LinStatic                   0.000      13.632  -5.771E-06      0.0000 
           6     0.50000        NEVE   LinStatic                   0.000      10.807  -5.771E-06      0.0000 
           6     1.00000        NEVE   LinStatic                   0.000      10.807  -5.771E-06      0.0000 
           6     1.00000        NEVE   LinStatic                   0.000       7.988  -5.771E-06      0.0000 
           6     1.25000        NEVE   LinStatic                   0.000       7.988  -5.771E-06      0.0000 
           6     1.50000        NEVE   LinStatic                   0.000       7.988  -5.771E-06      0.0000 
           6     1.50000        NEVE   LinStatic                   0.000       5.175  -5.771E-06      0.0000 
           6     2.00000        NEVE   LinStatic                   0.000       5.175  -5.771E-06      0.0000 
           6     2.00000        NEVE   LinStatic                   0.000       2.366  -5.771E-06      0.0000 
           6     2.35000        NEVE   LinStatic                   0.000       2.366  -5.771E-06      0.0000 
           6     0.15000      VENTOX   LinStatic                   0.000      -3.139  -7.552E-06      0.0000 
           6     0.50000      VENTOX   LinStatic                   0.000      -3.139  -7.552E-06      0.0000 
           6     0.50000      VENTOX   LinStatic                   0.000      -2.444  -7.552E-06      0.0000 
           6     1.00000      VENTOX   LinStatic                   0.000      -2.444  -7.552E-06      0.0000 
           6     1.00000      VENTOX   LinStatic                   0.000      -1.750  -7.552E-06      0.0000 
           6     1.25000      VENTOX   LinStatic                   0.000      -1.750  -7.552E-06      0.0000 
           6     1.50000      VENTOX   LinStatic                   0.000      -1.750  -7.552E-06      0.0000 
           6     1.50000      VENTOX   LinStatic                   0.000      -1.058  -7.552E-06      0.0000 
           6     2.00000      VENTOX   LinStatic                   0.000      -1.058  -7.552E-06      0.0000 
           6     2.00000      VENTOX   LinStatic                   0.000      -0.366  -7.552E-06      0.0000 
           6     2.35000      VENTOX   LinStatic                   0.000      -0.366  -7.552E-06      0.0000 
           6     0.15000      VENTOY   LinStatic                   0.000      -5.423      -0.018      0.0000 
           6     0.50000      VENTOY   LinStatic                   0.000      -5.423      -0.018      0.0000 
           6     0.50000      VENTOY   LinStatic                   0.000      -4.655      -0.018      0.0000 
           6     1.00000      VENTOY   LinStatic                   0.000      -4.655      -0.018      0.0000 
           6     1.00000      VENTOY   LinStatic                   0.000      -3.890      -0.018      0.0000 
           6     1.25000      VENTOY   LinStatic                   0.000      -3.890      -0.018      0.0000 
           6     1.50000      VENTOY   LinStatic                   0.000      -3.890      -0.018      0.0000 
           6     1.50000      VENTOY   LinStatic                   0.000      -3.128      -0.018      0.0000 
           6     2.00000      VENTOY   LinStatic                   0.000      -3.128      -0.018      0.0000 
           6     2.00000      VENTOY   LinStatic                   0.000      -2.368      -0.018      0.0000 
           6     2.35000      VENTOY   LinStatic                   0.000      -2.368      -0.018      0.0000 
           6     0.15000      SISMAX LinRespSpec         Max       0.752       3.670       0.103      0.0000 
           6     0.50000      SISMAX LinRespSpec         Max       0.752       3.670       0.103      0.0000 
           6     0.50000      SISMAX LinRespSpec         Max       0.469       3.656       0.071      0.0000 
           6     1.00000      SISMAX LinRespSpec         Max       0.469       3.656       0.071      0.0000 
           6     1.00000      SISMAX LinRespSpec         Max   3.735E-07       3.644       0.035      0.0000 
           6     1.25000      SISMAX LinRespSpec         Max   3.735E-07       3.644       0.035      0.0000 
           6     1.50000      SISMAX LinRespSpec         Max   3.735E-07       3.644       0.035      0.0000 
           6     1.50000      SISMAX LinRespSpec         Max       0.469       3.634       0.078      0.0000 
           6     2.00000      SISMAX LinRespSpec         Max       0.469       3.634       0.078      0.0000 
           6     2.00000      SISMAX LinRespSpec         Max       0.752       3.626       0.108      0.0000 
           6     2.35000      SISMAX LinRespSpec         Max       0.752       3.626       0.108      0.0000 
           6     0.15000      SISMAY LinRespSpec         Max       0.106       6.758       0.964      0.0000 
           6     0.50000      SISMAY LinRespSpec         Max       0.106       6.758       0.964      0.0000 
           6     0.50000      SISMAY LinRespSpec         Max       0.066       6.541       0.664      0.0000 
           6     1.00000      SISMAY LinRespSpec         Max       0.066       6.541       0.664      0.0000 
           6     1.00000      SISMAY LinRespSpec         Max   5.370E-07       6.329       0.064      0.0000 
           6     1.25000      SISMAY LinRespSpec         Max   5.370E-07       6.329       0.064      0.0000 
           6     1.50000      SISMAY LinRespSpec         Max   5.370E-07       6.329       0.064      0.0000 
           6     1.50000      SISMAY LinRespSpec         Max       0.066       6.121       0.657      0.0000 
           6     2.00000      SISMAY LinRespSpec         Max       0.066       6.121       0.657      0.0000 
           6     2.00000      SISMAY LinRespSpec         Max       0.106       5.917       0.960      0.0000 
           6     2.35000      SISMAY LinRespSpec         Max       0.106       5.917       0.960      0.0000 
           6     0.15000        TERM   LinStatic                   0.000       0.259   1.172E-05      0.0000 
           6     0.50000        TERM   LinStatic                   0.000       0.259   1.172E-05      0.0000 
           6     0.50000        TERM   LinStatic                   0.000       0.274   1.172E-05      0.0000 
           6     1.00000        TERM   LinStatic                   0.000       0.274   1.172E-05      0.0000 
           6     1.00000        TERM   LinStatic                   0.000       0.290   1.172E-05      0.0000 
           6     1.25000        TERM   LinStatic                   0.000       0.290   1.172E-05      0.0000 
           6     1.50000        TERM   LinStatic                   0.000       0.290   1.172E-05      0.0000 
           6     1.50000        TERM   LinStatic                   0.000       0.305   1.172E-05      0.0000 
           6     2.00000        TERM   LinStatic                   0.000       0.305   1.172E-05      0.0000 
           6     2.00000        TERM   LinStatic                   0.000       0.321   1.172E-05      0.0000 
           6     2.35000        TERM   LinStatic                   0.000       0.321   1.172E-05      0.0000 
           6     0.15000       COMB1 Combination         Max       0.000      60.999   1.665E-05      0.0000 
           6     0.50000       COMB1 Combination         Max       0.000      68.376   1.665E-05      0.0000 
           6     0.50000       COMB1 Combination         Max       0.000      37.399   1.665E-05      0.0000 
           6     1.00000       COMB1 Combination         Max       0.000      47.936   1.665E-05      0.0000 
           6     1.00000       COMB1 Combination         Max       0.000      16.982   1.665E-05      0.0000 
           6     1.25000       COMB1 Combination         Max       0.000      22.251   1.665E-05      0.0000 
           6     1.50000       COMB1 Combination         Max       0.000      27.520   1.665E-05      0.0000 
           6     1.50000       COMB1 Combination         Max       0.000      -3.418   1.665E-05      0.0000 
           6     2.00000       COMB1 Combination         Max       0.000       7.119   1.665E-05      0.0000 
           6     2.00000       COMB1 Combination         Max       0.000     -23.812   1.665E-05      0.0000 
           6     2.35000       COMB1 Combination         Max       0.000     -16.436   1.665E-05      0.0000 
           6     0.15000       COMB1 Combination         Min       0.000      60.999   1.665E-05      0.0000 
           6     0.50000       COMB1 Combination         Min       0.000      68.376   1.665E-05      0.0000 
           6     0.50000       COMB1 Combination         Min       0.000      37.399   1.665E-05      0.0000 
           6     1.00000       COMB1 Combination         Min       0.000      47.936   1.665E-05      0.0000 
           6     1.00000       COMB1 Combination         Min       0.000      16.982   1.665E-05      0.0000 
           6     1.25000       COMB1 Combination         Min       0.000      22.251   1.665E-05      0.0000 
           6     1.50000       COMB1 Combination         Min       0.000      27.520   1.665E-05      0.0000 
           6     1.50000       COMB1 Combination         Min       0.000      -3.418   1.665E-05      0.0000 
           6     2.00000       COMB1 Combination         Min       0.000       7.119   1.665E-05      0.0000 
           6     2.00000       COMB1 Combination         Min       0.000     -23.812   1.665E-05      0.0000 
           6     2.35000       COMB1 Combination         Min       0.000     -16.436   1.665E-05      0.0000 
           6     0.15000       COMB2 Combination         Max       0.000      74.631   1.087E-05      0.0000 
           6     0.50000       COMB2 Combination         Max       0.000      82.007   1.087E-05      0.0000 
           6     0.50000       COMB2 Combination         Max       0.000      48.206   1.087E-05      0.0000 
           6     1.00000       COMB2 Combination         Max       0.000      58.743   1.087E-05      0.0000 
           6     1.00000       COMB2 Combination         Max       0.000      24.970   1.087E-05      0.0000 
           6     1.25000       COMB2 Combination         Max       0.000      30.239   1.087E-05      0.0000 
           6     1.50000       COMB2 Combination         Max       0.000      35.508   1.087E-05      0.0000 
           6     1.50000       COMB2 Combination         Max       0.000       1.757   1.087E-05      0.0000 
           6     2.00000       COMB2 Combination         Max       0.000      12.294   1.087E-05      0.0000 
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           6     2.00000       COMB2 Combination         Max       0.000     -21.447   1.087E-05      0.0000 
           6     2.35000       COMB2 Combination         Max       0.000     -14.071   1.087E-05      0.0000 
           6     0.15000       COMB2 Combination         Min       0.000      74.631   1.087E-05      0.0000 
           6     0.50000       COMB2 Combination         Min       0.000      82.007   1.087E-05      0.0000 
           6     0.50000       COMB2 Combination         Min       0.000      48.206   1.087E-05      0.0000 
           6     1.00000       COMB2 Combination         Min       0.000      58.743   1.087E-05      0.0000 
           6     1.00000       COMB2 Combination         Min       0.000      24.970   1.087E-05      0.0000 
           6     1.25000       COMB2 Combination         Min       0.000      30.239   1.087E-05      0.0000 
           6     1.50000       COMB2 Combination         Min       0.000      35.508   1.087E-05      0.0000 
           6     1.50000       COMB2 Combination         Min       0.000       1.757   1.087E-05      0.0000 
           6     2.00000       COMB2 Combination         Min       0.000      12.294   1.087E-05      0.0000 
           6     2.00000       COMB2 Combination         Min       0.000     -21.447   1.087E-05      0.0000 
           6     2.35000       COMB2 Combination         Min       0.000     -14.071   1.087E-05      0.0000 
           6     0.15000       COMB3 Combination         Max       0.000      57.860   9.094E-06      0.0000 
           6     0.50000       COMB3 Combination         Max       0.000      65.236   9.094E-06      0.0000 
           6     0.50000       COMB3 Combination         Max       0.000      34.955   9.094E-06      0.0000 
           6     1.00000       COMB3 Combination         Max       0.000      45.492   9.094E-06      0.0000 
           6     1.00000       COMB3 Combination         Max       0.000      15.232   9.094E-06      0.0000 
           6     1.25000       COMB3 Combination         Max       0.000      20.501   9.094E-06      0.0000 
           6     1.50000       COMB3 Combination         Max       0.000      25.770   9.094E-06      0.0000 
           6     1.50000       COMB3 Combination         Max       0.000      -4.476   9.094E-06      0.0000 
           6     2.00000       COMB3 Combination         Max       0.000       6.062   9.094E-06      0.0000 
           6     2.00000       COMB3 Combination         Max       0.000     -24.179   9.094E-06      0.0000 
           6     2.35000       COMB3 Combination         Max       0.000     -16.802   9.094E-06      0.0000 
           6     0.15000       COMB3 Combination         Min       0.000      57.860   9.094E-06      0.0000 
           6     0.50000       COMB3 Combination         Min       0.000      65.236   9.094E-06      0.0000 
           6     0.50000       COMB3 Combination         Min       0.000      34.955   9.094E-06      0.0000 
           6     1.00000       COMB3 Combination         Min       0.000      45.492   9.094E-06      0.0000 
           6     1.00000       COMB3 Combination         Min       0.000      15.232   9.094E-06      0.0000 
           6     1.25000       COMB3 Combination         Min       0.000      20.501   9.094E-06      0.0000 
           6     1.50000       COMB3 Combination         Min       0.000      25.770   9.094E-06      0.0000 
           6     1.50000       COMB3 Combination         Min       0.000      -4.476   9.094E-06      0.0000 
           6     2.00000       COMB3 Combination         Min       0.000       6.062   9.094E-06      0.0000 
           6     2.00000       COMB3 Combination         Min       0.000     -24.179   9.094E-06      0.0000 
           6     2.35000       COMB3 Combination         Min       0.000     -16.802   9.094E-06      0.0000 
           6     0.15000       COMB4 Combination         Max       0.000      55.576      -0.018      0.0000 
           6     0.50000       COMB4 Combination         Max       0.000      62.953      -0.018      0.0000 
           6     0.50000       COMB4 Combination         Max       0.000      32.744      -0.018      0.0000 
           6     1.00000       COMB4 Combination         Max       0.000      43.281      -0.018      0.0000 
           6     1.00000       COMB4 Combination         Max       0.000      13.092      -0.018      0.0000 
           6     1.25000       COMB4 Combination         Max       0.000      18.361      -0.018      0.0000 
           6     1.50000       COMB4 Combination         Max       0.000      23.630      -0.018      0.0000 
           6     1.50000       COMB4 Combination         Max       0.000      -6.546      -0.018      0.0000 
           6     2.00000       COMB4 Combination         Max       0.000       3.991      -0.018      0.0000 
           6     2.00000       COMB4 Combination         Max       0.000     -26.181      -0.018      0.0000 
           6     2.35000       COMB4 Combination         Max       0.000     -18.804      -0.018      0.0000 
           6     0.15000       COMB4 Combination         Min       0.000      55.576      -0.018      0.0000 
           6     0.50000       COMB4 Combination         Min       0.000      62.953      -0.018      0.0000 
           6     0.50000       COMB4 Combination         Min       0.000      32.744      -0.018      0.0000 
           6     1.00000       COMB4 Combination         Min       0.000      43.281      -0.018      0.0000 
           6     1.00000       COMB4 Combination         Min       0.000      13.092      -0.018      0.0000 
           6     1.25000       COMB4 Combination         Min       0.000      18.361      -0.018      0.0000 
           6     1.50000       COMB4 Combination         Min       0.000      23.630      -0.018      0.0000 
           6     1.50000       COMB4 Combination         Min       0.000      -6.546      -0.018      0.0000 
           6     2.00000       COMB4 Combination         Min       0.000       3.991      -0.018      0.0000 
           6     2.00000       COMB4 Combination         Min       0.000     -26.181      -0.018      0.0000 
           6     2.35000       COMB4 Combination         Min       0.000     -18.804      -0.018      0.0000 
           6     0.15000       COMB5 Combination         Max       0.000      71.492   3.323E-06      0.0000 
           6     0.50000       COMB5 Combination         Max       0.000      78.868   3.323E-06      0.0000 
           6     0.50000       COMB5 Combination         Max       0.000      45.762   3.323E-06      0.0000 
           6     1.00000       COMB5 Combination         Max       0.000      56.299   3.323E-06      0.0000 
           6     1.00000       COMB5 Combination         Max       0.000      23.220   3.323E-06      0.0000 
           6     1.25000       COMB5 Combination         Max       0.000      28.489   3.323E-06      0.0000 
           6     1.50000       COMB5 Combination         Max       0.000      33.757   3.323E-06      0.0000 
           6     1.50000       COMB5 Combination         Max       0.000       0.699   3.323E-06      0.0000 
           6     2.00000       COMB5 Combination         Max       0.000      11.236   3.323E-06      0.0000 
           6     2.00000       COMB5 Combination         Max       0.000     -21.813   3.323E-06      0.0000 
           6     2.35000       COMB5 Combination         Max       0.000     -14.437   3.323E-06      0.0000 
           6     0.15000       COMB5 Combination         Min       0.000      71.492   3.323E-06      0.0000 
           6     0.50000       COMB5 Combination         Min       0.000      78.868   3.323E-06      0.0000 
           6     0.50000       COMB5 Combination         Min       0.000      45.762   3.323E-06      0.0000 
           6     1.00000       COMB5 Combination         Min       0.000      56.299   3.323E-06      0.0000 
           6     1.00000       COMB5 Combination         Min       0.000      23.220   3.323E-06      0.0000 
           6     1.25000       COMB5 Combination         Min       0.000      28.489   3.323E-06      0.0000 
           6     1.50000       COMB5 Combination         Min       0.000      33.757   3.323E-06      0.0000 
           6     1.50000       COMB5 Combination         Min       0.000       0.699   3.323E-06      0.0000 
           6     2.00000       COMB5 Combination         Min       0.000      11.236   3.323E-06      0.0000 
           6     2.00000       COMB5 Combination         Min       0.000     -21.813   3.323E-06      0.0000 
           6     2.35000       COMB5 Combination         Min       0.000     -14.437   3.323E-06      0.0000 
           6     0.15000       COMB6 Combination         Max       0.000      69.208      -0.018      0.0000 
           6     0.50000       COMB6 Combination         Max       0.000      76.585      -0.018      0.0000 
           6     0.50000       COMB6 Combination         Max       0.000      43.550      -0.018      0.0000 
           6     1.00000       COMB6 Combination         Max       0.000      54.088      -0.018      0.0000 
           6     1.00000       COMB6 Combination         Max       0.000      21.080      -0.018      0.0000 
           6     1.25000       COMB6 Combination         Max       0.000      26.349      -0.018      0.0000 
           6     1.50000       COMB6 Combination         Max       0.000      31.617      -0.018      0.0000 
           6     1.50000       COMB6 Combination         Max       0.000      -1.372      -0.018      0.0000 
           6     2.00000       COMB6 Combination         Max       0.000       9.166      -0.018      0.0000 
           6     2.00000       COMB6 Combination         Max       0.000     -23.815      -0.018      0.0000 
           6     2.35000       COMB6 Combination         Max       0.000     -16.439      -0.018      0.0000 
           6     0.15000       COMB6 Combination         Min       0.000      69.208      -0.018      0.0000 
           6     0.50000       COMB6 Combination         Min       0.000      76.585      -0.018      0.0000 
           6     0.50000       COMB6 Combination         Min       0.000      43.550      -0.018      0.0000 
           6     1.00000       COMB6 Combination         Min       0.000      54.088      -0.018      0.0000 
           6     1.00000       COMB6 Combination         Min       0.000      21.080      -0.018      0.0000 
           6     1.25000       COMB6 Combination         Min       0.000      26.349      -0.018      0.0000 
           6     1.50000       COMB6 Combination         Min       0.000      31.617      -0.018      0.0000 
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           6     1.50000       COMB6 Combination         Min       0.000      -1.372      -0.018      0.0000 
           6     2.00000       COMB6 Combination         Min       0.000       9.166      -0.018      0.0000 
           6     2.00000       COMB6 Combination         Min       0.000     -23.815      -0.018      0.0000 
           6     2.35000       COMB6 Combination         Min       0.000     -16.439      -0.018      0.0000 
           6     0.15000       COMB7 Combination         Max       0.000      60.482  -6.794E-06      0.0000 
           6     0.50000       COMB7 Combination         Max       0.000      67.858  -6.794E-06      0.0000 
           6     0.50000       COMB7 Combination         Max       0.000      36.851  -6.794E-06      0.0000 
           6     1.00000       COMB7 Combination         Max       0.000      47.388  -6.794E-06      0.0000 
           6     1.00000       COMB7 Combination         Max       0.000      16.403  -6.794E-06      0.0000 
           6     1.25000       COMB7 Combination         Max       0.000      21.672  -6.794E-06      0.0000 
           6     1.50000       COMB7 Combination         Max       0.000      26.941  -6.794E-06      0.0000 
           6     1.50000       COMB7 Combination         Max       0.000      -4.028  -6.794E-06      0.0000 
           6     2.00000       COMB7 Combination         Max       0.000       6.509  -6.794E-06      0.0000 
           6     2.00000       COMB7 Combination         Max       0.000     -24.455  -6.794E-06      0.0000 
           6     2.35000       COMB7 Combination         Max       0.000     -17.078  -6.794E-06      0.0000 
           6     0.15000       COMB7 Combination         Min       0.000      60.482  -6.794E-06      0.0000 
           6     0.50000       COMB7 Combination         Min       0.000      67.858  -6.794E-06      0.0000 
           6     0.50000       COMB7 Combination         Min       0.000      36.851  -6.794E-06      0.0000 
           6     1.00000       COMB7 Combination         Min       0.000      47.388  -6.794E-06      0.0000 
           6     1.00000       COMB7 Combination         Min       0.000      16.403  -6.794E-06      0.0000 
           6     1.25000       COMB7 Combination         Min       0.000      21.672  -6.794E-06      0.0000 
           6     1.50000       COMB7 Combination         Min       0.000      26.941  -6.794E-06      0.0000 
           6     1.50000       COMB7 Combination         Min       0.000      -4.028  -6.794E-06      0.0000 
           6     2.00000       COMB7 Combination         Min       0.000       6.509  -6.794E-06      0.0000 
           6     2.00000       COMB7 Combination         Min       0.000     -24.455  -6.794E-06      0.0000 
           6     2.35000       COMB7 Combination         Min       0.000     -17.078  -6.794E-06      0.0000 
           6     0.15000       COMB8 Combination         Max       0.000      74.114  -1.256E-05      0.0000 
           6     0.50000       COMB8 Combination         Max       0.000      81.490  -1.256E-05      0.0000 
           6     0.50000       COMB8 Combination         Max       0.000      47.658  -1.256E-05      0.0000 
           6     1.00000       COMB8 Combination         Max       0.000      58.195  -1.256E-05      0.0000 
           6     1.00000       COMB8 Combination         Max       0.000      24.391  -1.256E-05      0.0000 
           6     1.25000       COMB8 Combination         Max       0.000      29.660  -1.256E-05      0.0000 
           6     1.50000       COMB8 Combination         Max       0.000      34.929  -1.256E-05      0.0000 
           6     1.50000       COMB8 Combination         Max       0.000       1.146  -1.256E-05      0.0000 
           6     2.00000       COMB8 Combination         Max       0.000      11.684  -1.256E-05      0.0000 
           6     2.00000       COMB8 Combination         Max       0.000     -22.089  -1.256E-05      0.0000 
           6     2.35000       COMB8 Combination         Max       0.000     -14.713  -1.256E-05      0.0000 
           6     0.15000       COMB8 Combination         Min       0.000      74.114  -1.256E-05      0.0000 
           6     0.50000       COMB8 Combination         Min       0.000      81.490  -1.256E-05      0.0000 
           6     0.50000       COMB8 Combination         Min       0.000      47.658  -1.256E-05      0.0000 
           6     1.00000       COMB8 Combination         Min       0.000      58.195  -1.256E-05      0.0000 
           6     1.00000       COMB8 Combination         Min       0.000      24.391  -1.256E-05      0.0000 
           6     1.25000       COMB8 Combination         Min       0.000      29.660  -1.256E-05      0.0000 
           6     1.50000       COMB8 Combination         Min       0.000      34.929  -1.256E-05      0.0000 
           6     1.50000       COMB8 Combination         Min       0.000       1.146  -1.256E-05      0.0000 
           6     2.00000       COMB8 Combination         Min       0.000      11.684  -1.256E-05      0.0000 
           6     2.00000       COMB8 Combination         Min       0.000     -22.089  -1.256E-05      0.0000 
           6     2.35000       COMB8 Combination         Min       0.000     -14.713  -1.256E-05      0.0000 
           6     0.15000       COMB9 Combination         Max       0.000      57.343  -1.435E-05      0.0000 
           6     0.50000       COMB9 Combination         Max       0.000      64.719  -1.435E-05      0.0000 
           6     0.50000       COMB9 Combination         Max       0.000      34.407  -1.435E-05      0.0000 
           6     1.00000       COMB9 Combination         Max       0.000      44.944  -1.435E-05      0.0000 
           6     1.00000       COMB9 Combination         Max       0.000      14.653  -1.435E-05      0.0000 
           6     1.25000       COMB9 Combination         Max       0.000      19.922  -1.435E-05      0.0000 
           6     1.50000       COMB9 Combination         Max       0.000      25.191  -1.435E-05      0.0000 
           6     1.50000       COMB9 Combination         Max       0.000      -5.086  -1.435E-05      0.0000 
           6     2.00000       COMB9 Combination         Max       0.000       5.451  -1.435E-05      0.0000 
           6     2.00000       COMB9 Combination         Max       0.000     -24.821  -1.435E-05      0.0000 
           6     2.35000       COMB9 Combination         Max       0.000     -17.445  -1.435E-05      0.0000 
           6     0.15000       COMB9 Combination         Min       0.000      57.343  -1.435E-05      0.0000 
           6     0.50000       COMB9 Combination         Min       0.000      64.719  -1.435E-05      0.0000 
           6     0.50000       COMB9 Combination         Min       0.000      34.407  -1.435E-05      0.0000 
           6     1.00000       COMB9 Combination         Min       0.000      44.944  -1.435E-05      0.0000 
           6     1.00000       COMB9 Combination         Min       0.000      14.653  -1.435E-05      0.0000 
           6     1.25000       COMB9 Combination         Min       0.000      19.922  -1.435E-05      0.0000 
           6     1.50000       COMB9 Combination         Min       0.000      25.191  -1.435E-05      0.0000 
           6     1.50000       COMB9 Combination         Min       0.000      -5.086  -1.435E-05      0.0000 
           6     2.00000       COMB9 Combination         Min       0.000       5.451  -1.435E-05      0.0000 
           6     2.00000       COMB9 Combination         Min       0.000     -24.821  -1.435E-05      0.0000 
           6     2.35000       COMB9 Combination         Min       0.000     -17.445  -1.435E-05      0.0000 
           6     0.15000      COMB10 Combination         Max       0.000      55.059      -0.018      0.0000 
           6     0.50000      COMB10 Combination         Max       0.000      62.435      -0.018      0.0000 
           6     0.50000      COMB10 Combination         Max       0.000      32.196      -0.018      0.0000 
           6     1.00000      COMB10 Combination         Max       0.000      42.733      -0.018      0.0000 
           6     1.00000      COMB10 Combination         Max       0.000      12.513      -0.018      0.0000 
           6     1.25000      COMB10 Combination         Max       0.000      17.782      -0.018      0.0000 
           6     1.50000      COMB10 Combination         Max       0.000      23.051      -0.018      0.0000 
           6     1.50000      COMB10 Combination         Max       0.000      -7.157      -0.018      0.0000 
           6     2.00000      COMB10 Combination         Max       0.000       3.381      -0.018      0.0000 
           6     2.00000      COMB10 Combination         Max       0.000     -26.823      -0.018      0.0000 
           6     2.35000      COMB10 Combination         Max       0.000     -19.447      -0.018      0.0000 
           6     0.15000      COMB10 Combination         Min       0.000      55.059      -0.018      0.0000 
           6     0.50000      COMB10 Combination         Min       0.000      62.435      -0.018      0.0000 
           6     0.50000      COMB10 Combination         Min       0.000      32.196      -0.018      0.0000 
           6     1.00000      COMB10 Combination         Min       0.000      42.733      -0.018      0.0000 
           6     1.00000      COMB10 Combination         Min       0.000      12.513      -0.018      0.0000 
           6     1.25000      COMB10 Combination         Min       0.000      17.782      -0.018      0.0000 
           6     1.50000      COMB10 Combination         Min       0.000      23.051      -0.018      0.0000 
           6     1.50000      COMB10 Combination         Min       0.000      -7.157      -0.018      0.0000 
           6     2.00000      COMB10 Combination         Min       0.000       3.381      -0.018      0.0000 
           6     2.00000      COMB10 Combination         Min       0.000     -26.823      -0.018      0.0000 
           6     2.35000      COMB10 Combination         Min       0.000     -19.447      -0.018      0.0000 
           6     0.15000      COMB11 Combination         Max       0.000      70.975  -2.012E-05      0.0000 
           6     0.50000      COMB11 Combination         Max       0.000      78.351  -2.012E-05      0.0000 
           6     0.50000      COMB11 Combination         Max       0.000      45.214  -2.012E-05      0.0000 
           6     1.00000      COMB11 Combination         Max       0.000      55.751  -2.012E-05      0.0000 
           6     1.00000      COMB11 Combination         Max       0.000      22.641  -2.012E-05      0.0000 
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           6     1.25000      COMB11 Combination         Max       0.000      27.910  -2.012E-05      0.0000 
           6     1.50000      COMB11 Combination         Max       0.000      33.178  -2.012E-05      0.0000 
           6     1.50000      COMB11 Combination         Max       0.000       0.088  -2.012E-05      0.0000 
           6     2.00000      COMB11 Combination         Max       0.000      10.626  -2.012E-05      0.0000 
           6     2.00000      COMB11 Combination         Max       0.000     -22.455  -2.012E-05      0.0000 
           6     2.35000      COMB11 Combination         Max       0.000     -15.079  -2.012E-05      0.0000 
           6     0.15000      COMB11 Combination         Min       0.000      70.975  -2.012E-05      0.0000 
           6     0.50000      COMB11 Combination         Min       0.000      78.351  -2.012E-05      0.0000 
           6     0.50000      COMB11 Combination         Min       0.000      45.214  -2.012E-05      0.0000 
           6     1.00000      COMB11 Combination         Min       0.000      55.751  -2.012E-05      0.0000 
           6     1.00000      COMB11 Combination         Min       0.000      22.641  -2.012E-05      0.0000 
           6     1.25000      COMB11 Combination         Min       0.000      27.910  -2.012E-05      0.0000 
           6     1.50000      COMB11 Combination         Min       0.000      33.178  -2.012E-05      0.0000 
           6     1.50000      COMB11 Combination         Min       0.000       0.088  -2.012E-05      0.0000 
           6     2.00000      COMB11 Combination         Min       0.000      10.626  -2.012E-05      0.0000 
           6     2.00000      COMB11 Combination         Min       0.000     -22.455  -2.012E-05      0.0000 
           6     2.35000      COMB11 Combination         Min       0.000     -15.079  -2.012E-05      0.0000 
           6     0.15000      COMB12 Combination         Max       0.000      68.691      -0.018      0.0000 
           6     0.50000      COMB12 Combination         Max       0.000      76.067      -0.018      0.0000 
           6     0.50000      COMB12 Combination         Max       0.000      43.002      -0.018      0.0000 
           6     1.00000      COMB12 Combination         Max       0.000      53.540      -0.018      0.0000 
           6     1.00000      COMB12 Combination         Max       0.000      20.501      -0.018      0.0000 
           6     1.25000      COMB12 Combination         Max       0.000      25.770      -0.018      0.0000 
           6     1.50000      COMB12 Combination         Max       0.000      31.038      -0.018      0.0000 
           6     1.50000      COMB12 Combination         Max       0.000      -1.982      -0.018      0.0000 
           6     2.00000      COMB12 Combination         Max       0.000       8.556      -0.018      0.0000 
           6     2.00000      COMB12 Combination         Max       0.000     -24.457      -0.018      0.0000 
           6     2.35000      COMB12 Combination         Max       0.000     -17.081      -0.018      0.0000 
           6     0.15000      COMB12 Combination         Min       0.000      68.691      -0.018      0.0000 
           6     0.50000      COMB12 Combination         Min       0.000      76.067      -0.018      0.0000 
           6     0.50000      COMB12 Combination         Min       0.000      43.002      -0.018      0.0000 
           6     1.00000      COMB12 Combination         Min       0.000      53.540      -0.018      0.0000 
           6     1.00000      COMB12 Combination         Min       0.000      20.501      -0.018      0.0000 
           6     1.25000      COMB12 Combination         Min       0.000      25.770      -0.018      0.0000 
           6     1.50000      COMB12 Combination         Min       0.000      31.038      -0.018      0.0000 
           6     1.50000      COMB12 Combination         Min       0.000      -1.982      -0.018      0.0000 
           6     2.00000      COMB12 Combination         Min       0.000       8.556      -0.018      0.0000 
           6     2.00000      COMB12 Combination         Min       0.000     -24.457      -0.018      0.0000 
           6     2.35000      COMB12 Combination         Min       0.000     -17.081      -0.018      0.0000 
           6     0.15000      COMB13 Combination         Max       0.752      78.042       0.103      0.0000 
           6     0.50000      COMB13 Combination         Max       0.752      85.419       0.103      0.0000 
           6     0.50000      COMB13 Combination         Max       0.469      51.587       0.071      0.0000 
           6     1.00000      COMB13 Combination         Max       0.469      62.125       0.071      0.0000 
           6     1.00000      COMB13 Combination         Max   3.735E-07      28.324       0.035      0.0000 
           6     1.25000      COMB13 Combination         Max   3.735E-07      33.593       0.035      0.0000 
           6     1.50000      COMB13 Combination         Max   3.735E-07      38.862       0.035      0.0000 
           6     1.50000      COMB13 Combination         Max       0.469       5.085       0.078      0.0000 
           6     2.00000      COMB13 Combination         Max       0.469      15.623       0.078      0.0000 
           6     2.00000      COMB13 Combination         Max       0.752     -18.141       0.108      0.0000 
           6     2.35000      COMB13 Combination         Max       0.752     -10.765       0.108      0.0000 
           6     0.15000      COMB13 Combination         Min      -0.752      70.703      -0.103      0.0000 
           6     0.50000      COMB13 Combination         Min      -0.752      78.079      -0.103      0.0000 
           6     0.50000      COMB13 Combination         Min      -0.469      44.276      -0.071      0.0000 
           6     1.00000      COMB13 Combination         Min      -0.469      54.813      -0.071      0.0000 
           6     1.00000      COMB13 Combination         Min  -3.735E-07      21.037      -0.035      0.0000 
           6     1.25000      COMB13 Combination         Min  -3.735E-07      26.306      -0.035      0.0000 
           6     1.50000      COMB13 Combination         Min  -3.735E-07      31.575      -0.035      0.0000 
           6     1.50000      COMB13 Combination         Min      -0.469      -2.182      -0.078      0.0000 
           6     2.00000      COMB13 Combination         Min      -0.469       8.355      -0.078      0.0000 
           6     2.00000      COMB13 Combination         Min      -0.752     -25.394      -0.108      0.0000 
           6     2.35000      COMB13 Combination         Min      -0.752     -18.018      -0.108      0.0000 
           6     0.15000      COMB14 Combination         Max       0.106      81.131       0.964      0.0000 
           6     0.50000      COMB14 Combination         Max       0.106      88.507       0.964      0.0000 
           6     0.50000      COMB14 Combination         Max       0.066      54.473       0.664      0.0000 
           6     1.00000      COMB14 Combination         Max       0.066      65.010       0.664      0.0000 
           6     1.00000      COMB14 Combination         Max   5.370E-07      31.009       0.064      0.0000 
           6     1.25000      COMB14 Combination         Max   5.370E-07      36.278       0.064      0.0000 
           6     1.50000      COMB14 Combination         Max   5.370E-07      41.547       0.064      0.0000 
           6     1.50000      COMB14 Combination         Max       0.066       7.572       0.657      0.0000 
           6     2.00000      COMB14 Combination         Max       0.066      18.110       0.657      0.0000 
           6     2.00000      COMB14 Combination         Max       0.106     -15.851       0.960      0.0000 
           6     2.35000      COMB14 Combination         Max       0.106      -8.475       0.960      0.0000 
           6     0.15000      COMB14 Combination         Min      -0.106      67.614      -0.964      0.0000 
           6     0.50000      COMB14 Combination         Min      -0.106      74.991      -0.964      0.0000 
           6     0.50000      COMB14 Combination         Min      -0.066      41.390      -0.664      0.0000 
           6     1.00000      COMB14 Combination         Min      -0.066      51.928      -0.664      0.0000 
           6     1.00000      COMB14 Combination         Min  -5.370E-07      18.352      -0.064      0.0000 
           6     1.25000      COMB14 Combination         Min  -5.370E-07      23.621      -0.064      0.0000 
           6     1.50000      COMB14 Combination         Min  -5.370E-07      28.889      -0.064      0.0000 
           6     1.50000      COMB14 Combination         Min      -0.066      -4.669      -0.657      0.0000 
           6     2.00000      COMB14 Combination         Min      -0.066       5.868      -0.657      0.0000 
           6     2.00000      COMB14 Combination         Min      -0.106     -27.685      -0.960      0.0000 
           6     2.35000      COMB14 Combination         Min      -0.106     -20.308      -0.960      0.0000 
           6     0.15000         INV Combination         Max       0.752      81.131       0.964      0.0000 
           6     0.50000         INV Combination         Max       0.752      88.507       0.964      0.0000 
           6     0.50000         INV Combination         Max       0.469      54.473       0.664      0.0000 
           6     1.00000         INV Combination         Max       0.469      65.010       0.664      0.0000 
           6     1.00000         INV Combination         Max   5.370E-07      31.009       0.064      0.0000 
           6     1.25000         INV Combination         Max   5.370E-07      36.278       0.064      0.0000 
           6     1.50000         INV Combination         Max   5.370E-07      41.547       0.064      0.0000 
           6     1.50000         INV Combination         Max       0.469       7.572       0.657      0.0000 
           6     2.00000         INV Combination         Max       0.469      18.110       0.657      0.0000 
           6     2.00000         INV Combination         Max       0.752     -15.851       0.960      0.0000 
           6     2.35000         INV Combination         Max       0.752      -8.475       0.960      0.0000 
           6     0.15000         INV Combination         Min      -0.752      55.059      -0.964      0.0000 
           6     0.50000         INV Combination         Min      -0.752      62.435      -0.964      0.0000 
           6     0.50000         INV Combination         Min      -0.469      32.196      -0.664      0.0000 
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           6     1.00000         INV Combination         Min      -0.469      42.733      -0.664      0.0000 
           6     1.00000         INV Combination         Min  -5.370E-07      12.513      -0.064      0.0000 
           6     1.25000         INV Combination         Min  -5.370E-07      17.782      -0.064      0.0000 
           6     1.50000         INV Combination         Min  -5.370E-07      23.051      -0.064      0.0000 
           6     1.50000         INV Combination         Min      -0.469      -7.157      -0.657      0.0000 
           6     2.00000         INV Combination         Min      -0.469       3.381      -0.657      0.0000 
           6     2.00000         INV Combination         Min      -0.752     -27.685      -0.960      0.0000 
           6     2.35000         INV Combination         Min      -0.752     -20.308      -0.960      0.0000 
           7     0.15000          PP   LinStatic                   0.000      68.310   2.935E-05      0.0000 
           7     0.50000          PP   LinStatic                   0.000      73.936   2.935E-05      0.0000 
           7     0.50000          PP   LinStatic                   0.000      49.612   2.935E-05      0.0000 
           7     1.00000          PP   LinStatic                   0.000      57.649   2.935E-05      0.0000 
           7     1.00000          PP   LinStatic                   0.000      33.355   2.935E-05      0.0000 
           7     1.25000          PP   LinStatic                   0.000      37.374   2.935E-05      0.0000 
           7     1.50000          PP   LinStatic                   0.000      41.393   2.935E-05      0.0000 
           7     1.50000          PP   LinStatic                   0.000      17.126   2.935E-05      0.0000 
           7     2.00000          PP   LinStatic                   0.000      25.164   2.935E-05      0.0000 
           7     2.00000          PP   LinStatic                   0.000       0.915   2.935E-05      0.0000 
           7     2.35000          PP   LinStatic                   0.000       6.541   2.935E-05      0.0000 
           7     0.15000        PERM   LinStatic                   0.000      29.963   6.097E-05      0.0000 
           7     0.50000        PERM   LinStatic                   0.000      31.713   6.097E-05      0.0000 
           7     0.50000        PERM   LinStatic                   0.000      25.119   6.097E-05      0.0000 
           7     1.00000        PERM   LinStatic                   0.000      27.619   6.097E-05      0.0000 
           7     1.00000        PERM   LinStatic                   0.000      21.042   6.097E-05      0.0000 
           7     1.25000        PERM   LinStatic                   0.000      22.292   6.097E-05      0.0000 
           7     1.50000        PERM   LinStatic                   0.000      23.542   6.097E-05      0.0000 
           7     1.50000        PERM   LinStatic                   0.000      16.981   6.097E-05      0.0000 
           7     2.00000        PERM   LinStatic                   0.000      19.481   6.097E-05      0.0000 
           7     2.00000        PERM   LinStatic                   0.000      12.933   6.097E-05      0.0000 
           7     2.35000        PERM   LinStatic                   0.000      14.683   6.097E-05      0.0000 
           7     0.15000        NEVE   LinStatic                   0.000      20.843   4.171E-05      0.0000 
           7     0.50000        NEVE   LinStatic                   0.000      20.843   4.171E-05      0.0000 
           7     0.50000        NEVE   LinStatic                   0.000      18.042   4.171E-05      0.0000 
           7     1.00000        NEVE   LinStatic                   0.000      18.042   4.171E-05      0.0000 
           7     1.00000        NEVE   LinStatic                   0.000      15.253   4.171E-05      0.0000 
           7     1.25000        NEVE   LinStatic                   0.000      15.253   4.171E-05      0.0000 
           7     1.50000        NEVE   LinStatic                   0.000      15.253   4.171E-05      0.0000 
           7     1.50000        NEVE   LinStatic                   0.000      12.474   4.171E-05      0.0000 
           7     2.00000        NEVE   LinStatic                   0.000      12.474   4.171E-05      0.0000 
           7     2.00000        NEVE   LinStatic                   0.000       9.704   4.171E-05      0.0000 
           7     2.35000        NEVE   LinStatic                   0.000       9.704   4.171E-05      0.0000 
           7     0.15000      VENTOX   LinStatic                   0.000      -4.906   3.620E-06      0.0000 
           7     0.50000      VENTOX   LinStatic                   0.000      -4.906   3.620E-06      0.0000 
           7     0.50000      VENTOX   LinStatic                   0.000      -4.217   3.620E-06      0.0000 
           7     1.00000      VENTOX   LinStatic                   0.000      -4.217   3.620E-06      0.0000 
           7     1.00000      VENTOX   LinStatic                   0.000      -3.530   3.620E-06      0.0000 
           7     1.25000      VENTOX   LinStatic                   0.000      -3.530   3.620E-06      0.0000 
           7     1.50000      VENTOX   LinStatic                   0.000      -3.530   3.620E-06      0.0000 
           7     1.50000      VENTOX   LinStatic                   0.000      -2.845   3.620E-06      0.0000 
           7     2.00000      VENTOX   LinStatic                   0.000      -2.845   3.620E-06      0.0000 
           7     2.00000      VENTOX   LinStatic                   0.000      -2.163   3.620E-06      0.0000 
           7     2.35000      VENTOX   LinStatic                   0.000      -2.163   3.620E-06      0.0000 
           7     0.15000      VENTOY   LinStatic                   0.000      -7.624      -0.017      0.0000 
           7     0.50000      VENTOY   LinStatic                   0.000      -7.624      -0.017      0.0000 
           7     0.50000      VENTOY   LinStatic                   0.000      -6.868      -0.017      0.0000 
           7     1.00000      VENTOY   LinStatic                   0.000      -6.868      -0.017      0.0000 
           7     1.00000      VENTOY   LinStatic                   0.000      -6.116      -0.017      0.0000 
           7     1.25000      VENTOY   LinStatic                   0.000      -6.116      -0.017      0.0000 
           7     1.50000      VENTOY   LinStatic                   0.000      -6.116      -0.017      0.0000 
           7     1.50000      VENTOY   LinStatic                   0.000      -5.369      -0.017      0.0000 
           7     2.00000      VENTOY   LinStatic                   0.000      -5.369      -0.017      0.0000 
           7     2.00000      VENTOY   LinStatic                   0.000      -4.625      -0.017      0.0000 
           7     2.35000      VENTOY   LinStatic                   0.000      -4.625      -0.017      0.0000 
           7     0.15000      SISMAX LinRespSpec         Max       0.812       3.573       0.131      0.0000 
           7     0.50000      SISMAX LinRespSpec         Max       0.812       3.573       0.131      0.0000 
           7     0.50000      SISMAX LinRespSpec         Max       0.506       3.568       0.090      0.0000 
           7     1.00000      SISMAX LinRespSpec         Max       0.506       3.568       0.090      0.0000 
           7     1.00000      SISMAX LinRespSpec         Max   4.964E-07       3.565       0.043      0.0000 
           7     1.25000      SISMAX LinRespSpec         Max   4.964E-07       3.565       0.043      0.0000 
           7     1.50000      SISMAX LinRespSpec         Max   4.964E-07       3.565       0.043      0.0000 
           7     1.50000      SISMAX LinRespSpec         Max       0.506       3.565       0.098      0.0000 
           7     2.00000      SISMAX LinRespSpec         Max       0.506       3.565       0.098      0.0000 
           7     2.00000      SISMAX LinRespSpec         Max       0.812       3.567       0.137      0.0000 
           7     2.35000      SISMAX LinRespSpec         Max       0.812       3.567       0.137      0.0000 
           7     0.15000      SISMAY LinRespSpec         Max       0.070       8.264       0.930      0.0000 
           7     0.50000      SISMAY LinRespSpec         Max       0.070       8.264       0.930      0.0000 
           7     0.50000      SISMAY LinRespSpec         Max       0.043       8.063       0.644      0.0000 
           7     1.00000      SISMAY LinRespSpec         Max       0.043       8.063       0.644      0.0000 
           7     1.00000      SISMAY LinRespSpec         Max   5.938E-07       7.867       0.098      0.0000 
           7     1.25000      SISMAY LinRespSpec         Max   5.938E-07       7.867       0.098      0.0000 
           7     1.50000      SISMAY LinRespSpec         Max   5.938E-07       7.867       0.098      0.0000 
           7     1.50000      SISMAY LinRespSpec         Max       0.043       7.676       0.641      0.0000 
           7     2.00000      SISMAY LinRespSpec         Max       0.043       7.676       0.641      0.0000 
           7     2.00000      SISMAY LinRespSpec         Max       0.070       7.490       0.930      0.0000 
           7     2.35000      SISMAY LinRespSpec         Max       0.070       7.490       0.930      0.0000 
           7     0.15000        TERM   LinStatic                   0.000      -0.515   3.245E-05      0.0000 
           7     0.50000        TERM   LinStatic                   0.000      -0.515   3.245E-05      0.0000 
           7     0.50000        TERM   LinStatic                   0.000      -0.499   3.245E-05      0.0000 
           7     1.00000        TERM   LinStatic                   0.000      -0.499   3.245E-05      0.0000 
           7     1.00000        TERM   LinStatic                   0.000      -0.483   3.245E-05      0.0000 
           7     1.25000        TERM   LinStatic                   0.000      -0.483   3.245E-05      0.0000 
           7     1.50000        TERM   LinStatic                   0.000      -0.483   3.245E-05      0.0000 
           7     1.50000        TERM   LinStatic                   0.000      -0.468   3.245E-05      0.0000 
           7     2.00000        TERM   LinStatic                   0.000      -0.468   3.245E-05      0.0000 
           7     2.00000        TERM   LinStatic                   0.000      -0.453   3.245E-05      0.0000 
           7     2.35000        TERM   LinStatic                   0.000      -0.453   3.245E-05      0.0000 
           7     0.15000       COMB1 Combination         Max       0.000      97.758   1.228E-04      0.0000 
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           7     0.50000       COMB1 Combination         Max       0.000     105.134   1.228E-04      0.0000 
           7     0.50000       COMB1 Combination         Max       0.000      74.232   1.228E-04      0.0000 
           7     1.00000       COMB1 Combination         Max       0.000      84.770   1.228E-04      0.0000 
           7     1.00000       COMB1 Combination         Max       0.000      53.914   1.228E-04      0.0000 
           7     1.25000       COMB1 Combination         Max       0.000      59.183   1.228E-04      0.0000 
           7     1.50000       COMB1 Combination         Max       0.000      64.452   1.228E-04      0.0000 
           7     1.50000       COMB1 Combination         Max       0.000      33.640   1.228E-04      0.0000 
           7     2.00000       COMB1 Combination         Max       0.000      44.177   1.228E-04      0.0000 
           7     2.00000       COMB1 Combination         Max       0.000      13.395   1.228E-04      0.0000 
           7     2.35000       COMB1 Combination         Max       0.000      20.771   1.228E-04      0.0000 
           7     0.15000       COMB1 Combination         Min       0.000      97.758   1.228E-04      0.0000 
           7     0.50000       COMB1 Combination         Min       0.000     105.134   1.228E-04      0.0000 
           7     0.50000       COMB1 Combination         Min       0.000      74.232   1.228E-04      0.0000 
           7     1.00000       COMB1 Combination         Min       0.000      84.770   1.228E-04      0.0000 
           7     1.00000       COMB1 Combination         Min       0.000      53.914   1.228E-04      0.0000 
           7     1.25000       COMB1 Combination         Min       0.000      59.183   1.228E-04      0.0000 
           7     1.50000       COMB1 Combination         Min       0.000      64.452   1.228E-04      0.0000 
           7     1.50000       COMB1 Combination         Min       0.000      33.640   1.228E-04      0.0000 
           7     2.00000       COMB1 Combination         Min       0.000      44.177   1.228E-04      0.0000 
           7     2.00000       COMB1 Combination         Min       0.000      13.395   1.228E-04      0.0000 
           7     2.35000       COMB1 Combination         Min       0.000      20.771   1.228E-04      0.0000 
           7     0.15000       COMB2 Combination         Max       0.000     118.601   1.645E-04      0.0000 
           7     0.50000       COMB2 Combination         Max       0.000     125.977   1.645E-04      0.0000 
           7     0.50000       COMB2 Combination         Max       0.000      92.275   1.645E-04      0.0000 
           7     1.00000       COMB2 Combination         Max       0.000     102.812   1.645E-04      0.0000 
           7     1.00000       COMB2 Combination         Max       0.000      69.167   1.645E-04      0.0000 
           7     1.25000       COMB2 Combination         Max       0.000      74.436   1.645E-04      0.0000 
           7     1.50000       COMB2 Combination         Max       0.000      79.705   1.645E-04      0.0000 
           7     1.50000       COMB2 Combination         Max       0.000      46.114   1.645E-04      0.0000 
           7     2.00000       COMB2 Combination         Max       0.000      56.651   1.645E-04      0.0000 
           7     2.00000       COMB2 Combination         Max       0.000      23.099   1.645E-04      0.0000 
           7     2.35000       COMB2 Combination         Max       0.000      30.475   1.645E-04      0.0000 
           7     0.15000       COMB2 Combination         Min       0.000     118.601   1.645E-04      0.0000 
           7     0.50000       COMB2 Combination         Min       0.000     125.977   1.645E-04      0.0000 
           7     0.50000       COMB2 Combination         Min       0.000      92.275   1.645E-04      0.0000 
           7     1.00000       COMB2 Combination         Min       0.000     102.812   1.645E-04      0.0000 
           7     1.00000       COMB2 Combination         Min       0.000      69.167   1.645E-04      0.0000 
           7     1.25000       COMB2 Combination         Min       0.000      74.436   1.645E-04      0.0000 
           7     1.50000       COMB2 Combination         Min       0.000      79.705   1.645E-04      0.0000 
           7     1.50000       COMB2 Combination         Min       0.000      46.114   1.645E-04      0.0000 
           7     2.00000       COMB2 Combination         Min       0.000      56.651   1.645E-04      0.0000 
           7     2.00000       COMB2 Combination         Min       0.000      23.099   1.645E-04      0.0000 
           7     2.35000       COMB2 Combination         Min       0.000      30.475   1.645E-04      0.0000 
           7     0.15000       COMB3 Combination         Max       0.000      92.851   1.264E-04      0.0000 
           7     0.50000       COMB3 Combination         Max       0.000     100.228   1.264E-04      0.0000 
           7     0.50000       COMB3 Combination         Max       0.000      70.015   1.264E-04      0.0000 
           7     1.00000       COMB3 Combination         Max       0.000      80.553   1.264E-04      0.0000 
           7     1.00000       COMB3 Combination         Max       0.000      50.385   1.264E-04      0.0000 
           7     1.25000       COMB3 Combination         Max       0.000      55.653   1.264E-04      0.0000 
           7     1.50000       COMB3 Combination         Max       0.000      60.922   1.264E-04      0.0000 
           7     1.50000       COMB3 Combination         Max       0.000      30.794   1.264E-04      0.0000 
           7     2.00000       COMB3 Combination         Max       0.000      41.332   1.264E-04      0.0000 
           7     2.00000       COMB3 Combination         Max       0.000      11.232   1.264E-04      0.0000 
           7     2.35000       COMB3 Combination         Max       0.000      18.608   1.264E-04      0.0000 
           7     0.15000       COMB3 Combination         Min       0.000      92.851   1.264E-04      0.0000 
           7     0.50000       COMB3 Combination         Min       0.000     100.228   1.264E-04      0.0000 
           7     0.50000       COMB3 Combination         Min       0.000      70.015   1.264E-04      0.0000 
           7     1.00000       COMB3 Combination         Min       0.000      80.553   1.264E-04      0.0000 
           7     1.00000       COMB3 Combination         Min       0.000      50.385   1.264E-04      0.0000 
           7     1.25000       COMB3 Combination         Min       0.000      55.653   1.264E-04      0.0000 
           7     1.50000       COMB3 Combination         Min       0.000      60.922   1.264E-04      0.0000 
           7     1.50000       COMB3 Combination         Min       0.000      30.794   1.264E-04      0.0000 
           7     2.00000       COMB3 Combination         Min       0.000      41.332   1.264E-04      0.0000 
           7     2.00000       COMB3 Combination         Min       0.000      11.232   1.264E-04      0.0000 
           7     2.35000       COMB3 Combination         Min       0.000      18.608   1.264E-04      0.0000 
           7     0.15000       COMB4 Combination         Max       0.000      90.133      -0.017      0.0000 
           7     0.50000       COMB4 Combination         Max       0.000      97.510      -0.017      0.0000 
           7     0.50000       COMB4 Combination         Max       0.000      67.364      -0.017      0.0000 
           7     1.00000       COMB4 Combination         Max       0.000      77.902      -0.017      0.0000 
           7     1.00000       COMB4 Combination         Max       0.000      47.798      -0.017      0.0000 
           7     1.25000       COMB4 Combination         Max       0.000      53.067      -0.017      0.0000 
           7     1.50000       COMB4 Combination         Max       0.000      58.336      -0.017      0.0000 
           7     1.50000       COMB4 Combination         Max       0.000      28.271      -0.017      0.0000 
           7     2.00000       COMB4 Combination         Max       0.000      38.808      -0.017      0.0000 
           7     2.00000       COMB4 Combination         Max       0.000       8.770      -0.017      0.0000 
           7     2.35000       COMB4 Combination         Max       0.000      16.146      -0.017      0.0000 
           7     0.15000       COMB4 Combination         Min       0.000      90.133      -0.017      0.0000 
           7     0.50000       COMB4 Combination         Min       0.000      97.510      -0.017      0.0000 
           7     0.50000       COMB4 Combination         Min       0.000      67.364      -0.017      0.0000 
           7     1.00000       COMB4 Combination         Min       0.000      77.902      -0.017      0.0000 
           7     1.00000       COMB4 Combination         Min       0.000      47.798      -0.017      0.0000 
           7     1.25000       COMB4 Combination         Min       0.000      53.067      -0.017      0.0000 
           7     1.50000       COMB4 Combination         Min       0.000      58.336      -0.017      0.0000 
           7     1.50000       COMB4 Combination         Min       0.000      28.271      -0.017      0.0000 
           7     2.00000       COMB4 Combination         Min       0.000      38.808      -0.017      0.0000 
           7     2.00000       COMB4 Combination         Min       0.000       8.770      -0.017      0.0000 
           7     2.35000       COMB4 Combination         Min       0.000      16.146      -0.017      0.0000 
           7     0.15000       COMB5 Combination         Max       0.000     113.694   1.681E-04      0.0000 
           7     0.50000       COMB5 Combination         Max       0.000     121.071   1.681E-04      0.0000 
           7     0.50000       COMB5 Combination         Max       0.000      88.058   1.681E-04      0.0000 
           7     1.00000       COMB5 Combination         Max       0.000      98.595   1.681E-04      0.0000 
           7     1.00000       COMB5 Combination         Max       0.000      65.637   1.681E-04      0.0000 
           7     1.25000       COMB5 Combination         Max       0.000      70.906   1.681E-04      0.0000 
           7     1.50000       COMB5 Combination         Max       0.000      76.175   1.681E-04      0.0000 
           7     1.50000       COMB5 Combination         Max       0.000      43.268   1.681E-04      0.0000 
           7     2.00000       COMB5 Combination         Max       0.000      53.806   1.681E-04      0.0000 
           7     2.00000       COMB5 Combination         Max       0.000      20.936   1.681E-04      0.0000 
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           7     2.35000       COMB5 Combination         Max       0.000      28.312   1.681E-04      0.0000 
           7     0.15000       COMB5 Combination         Min       0.000     113.694   1.681E-04      0.0000 
           7     0.50000       COMB5 Combination         Min       0.000     121.071   1.681E-04      0.0000 
           7     0.50000       COMB5 Combination         Min       0.000      88.058   1.681E-04      0.0000 
           7     1.00000       COMB5 Combination         Min       0.000      98.595   1.681E-04      0.0000 
           7     1.00000       COMB5 Combination         Min       0.000      65.637   1.681E-04      0.0000 
           7     1.25000       COMB5 Combination         Min       0.000      70.906   1.681E-04      0.0000 
           7     1.50000       COMB5 Combination         Min       0.000      76.175   1.681E-04      0.0000 
           7     1.50000       COMB5 Combination         Min       0.000      43.268   1.681E-04      0.0000 
           7     2.00000       COMB5 Combination         Min       0.000      53.806   1.681E-04      0.0000 
           7     2.00000       COMB5 Combination         Min       0.000      20.936   1.681E-04      0.0000 
           7     2.35000       COMB5 Combination         Min       0.000      28.312   1.681E-04      0.0000 
           7     0.15000       COMB6 Combination         Max       0.000     110.976      -0.017      0.0000 
           7     0.50000       COMB6 Combination         Max       0.000     118.353      -0.017      0.0000 
           7     0.50000       COMB6 Combination         Max       0.000      85.406      -0.017      0.0000 
           7     1.00000       COMB6 Combination         Max       0.000      95.944      -0.017      0.0000 
           7     1.00000       COMB6 Combination         Max       0.000      63.051      -0.017      0.0000 
           7     1.25000       COMB6 Combination         Max       0.000      68.320      -0.017      0.0000 
           7     1.50000       COMB6 Combination         Max       0.000      73.588      -0.017      0.0000 
           7     1.50000       COMB6 Combination         Max       0.000      40.745      -0.017      0.0000 
           7     2.00000       COMB6 Combination         Max       0.000      51.282      -0.017      0.0000 
           7     2.00000       COMB6 Combination         Max       0.000      18.474      -0.017      0.0000 
           7     2.35000       COMB6 Combination         Max       0.000      25.850      -0.017      0.0000 
           7     0.15000       COMB6 Combination         Min       0.000     110.976      -0.017      0.0000 
           7     0.50000       COMB6 Combination         Min       0.000     118.353      -0.017      0.0000 
           7     0.50000       COMB6 Combination         Min       0.000      85.406      -0.017      0.0000 
           7     1.00000       COMB6 Combination         Min       0.000      95.944      -0.017      0.0000 
           7     1.00000       COMB6 Combination         Min       0.000      63.051      -0.017      0.0000 
           7     1.25000       COMB6 Combination         Min       0.000      68.320      -0.017      0.0000 
           7     1.50000       COMB6 Combination         Min       0.000      73.588      -0.017      0.0000 
           7     1.50000       COMB6 Combination         Min       0.000      40.745      -0.017      0.0000 
           7     2.00000       COMB6 Combination         Min       0.000      51.282      -0.017      0.0000 
           7     2.00000       COMB6 Combination         Min       0.000      18.474      -0.017      0.0000 
           7     2.35000       COMB6 Combination         Min       0.000      25.850      -0.017      0.0000 
           7     0.15000       COMB7 Combination         Max       0.000      98.787   5.787E-05      0.0000 
           7     0.50000       COMB7 Combination         Max       0.000     106.164   5.787E-05      0.0000 
           7     0.50000       COMB7 Combination         Max       0.000      75.230   5.787E-05      0.0000 
           7     1.00000       COMB7 Combination         Max       0.000      85.768   5.787E-05      0.0000 
           7     1.00000       COMB7 Combination         Max       0.000      54.881   5.787E-05      0.0000 
           7     1.25000       COMB7 Combination         Max       0.000      60.150   5.787E-05      0.0000 
           7     1.50000       COMB7 Combination         Max       0.000      65.419   5.787E-05      0.0000 
           7     1.50000       COMB7 Combination         Max       0.000      34.576   5.787E-05      0.0000 
           7     2.00000       COMB7 Combination         Max       0.000      45.113   5.787E-05      0.0000 
           7     2.00000       COMB7 Combination         Max       0.000      14.301   5.787E-05      0.0000 
           7     2.35000       COMB7 Combination         Max       0.000      21.677   5.787E-05      0.0000 
           7     0.15000       COMB7 Combination         Min       0.000      98.787   5.787E-05      0.0000 
           7     0.50000       COMB7 Combination         Min       0.000     106.164   5.787E-05      0.0000 
           7     0.50000       COMB7 Combination         Min       0.000      75.230   5.787E-05      0.0000 
           7     1.00000       COMB7 Combination         Min       0.000      85.768   5.787E-05      0.0000 
           7     1.00000       COMB7 Combination         Min       0.000      54.881   5.787E-05      0.0000 
           7     1.25000       COMB7 Combination         Min       0.000      60.150   5.787E-05      0.0000 
           7     1.50000       COMB7 Combination         Min       0.000      65.419   5.787E-05      0.0000 
           7     1.50000       COMB7 Combination         Min       0.000      34.576   5.787E-05      0.0000 
           7     2.00000       COMB7 Combination         Min       0.000      45.113   5.787E-05      0.0000 
           7     2.00000       COMB7 Combination         Min       0.000      14.301   5.787E-05      0.0000 
           7     2.35000       COMB7 Combination         Min       0.000      21.677   5.787E-05      0.0000 
           7     0.15000       COMB8 Combination         Max       0.000     119.630   9.958E-05      0.0000 
           7     0.50000       COMB8 Combination         Max       0.000     127.007   9.958E-05      0.0000 
           7     0.50000       COMB8 Combination         Max       0.000      93.272   9.958E-05      0.0000 
           7     1.00000       COMB8 Combination         Max       0.000     103.810   9.958E-05      0.0000 
           7     1.00000       COMB8 Combination         Max       0.000      70.134   9.958E-05      0.0000 
           7     1.25000       COMB8 Combination         Max       0.000      75.403   9.958E-05      0.0000 
           7     1.50000       COMB8 Combination         Max       0.000      80.671   9.958E-05      0.0000 
           7     1.50000       COMB8 Combination         Max       0.000      47.050   9.958E-05      0.0000 
           7     2.00000       COMB8 Combination         Max       0.000      57.588   9.958E-05      0.0000 
           7     2.00000       COMB8 Combination         Max       0.000      24.005   9.958E-05      0.0000 
           7     2.35000       COMB8 Combination         Max       0.000      31.382   9.958E-05      0.0000 
           7     0.15000       COMB8 Combination         Min       0.000     119.630   9.958E-05      0.0000 
           7     0.50000       COMB8 Combination         Min       0.000     127.007   9.958E-05      0.0000 
           7     0.50000       COMB8 Combination         Min       0.000      93.272   9.958E-05      0.0000 
           7     1.00000       COMB8 Combination         Min       0.000     103.810   9.958E-05      0.0000 
           7     1.00000       COMB8 Combination         Min       0.000      70.134   9.958E-05      0.0000 
           7     1.25000       COMB8 Combination         Min       0.000      75.403   9.958E-05      0.0000 
           7     1.50000       COMB8 Combination         Min       0.000      80.671   9.958E-05      0.0000 
           7     1.50000       COMB8 Combination         Min       0.000      47.050   9.958E-05      0.0000 
           7     2.00000       COMB8 Combination         Min       0.000      57.588   9.958E-05      0.0000 
           7     2.00000       COMB8 Combination         Min       0.000      24.005   9.958E-05      0.0000 
           7     2.35000       COMB8 Combination         Min       0.000      31.382   9.958E-05      0.0000 
           7     0.15000       COMB9 Combination         Max       0.000      93.881   6.149E-05      0.0000 
           7     0.50000       COMB9 Combination         Max       0.000     101.257   6.149E-05      0.0000 
           7     0.50000       COMB9 Combination         Max       0.000      71.013   6.149E-05      0.0000 
           7     1.00000       COMB9 Combination         Max       0.000      81.551   6.149E-05      0.0000 
           7     1.00000       COMB9 Combination         Max       0.000      51.351   6.149E-05      0.0000 
           7     1.25000       COMB9 Combination         Max       0.000      56.620   6.149E-05      0.0000 
           7     1.50000       COMB9 Combination         Max       0.000      61.889   6.149E-05      0.0000 
           7     1.50000       COMB9 Combination         Max       0.000      31.731   6.149E-05      0.0000 
           7     2.00000       COMB9 Combination         Max       0.000      42.268   6.149E-05      0.0000 
           7     2.00000       COMB9 Combination         Max       0.000      12.138   6.149E-05      0.0000 
           7     2.35000       COMB9 Combination         Max       0.000      19.515   6.149E-05      0.0000 
           7     0.15000       COMB9 Combination         Min       0.000      93.881   6.149E-05      0.0000 
           7     0.50000       COMB9 Combination         Min       0.000     101.257   6.149E-05      0.0000 
           7     0.50000       COMB9 Combination         Min       0.000      71.013   6.149E-05      0.0000 
           7     1.00000       COMB9 Combination         Min       0.000      81.551   6.149E-05      0.0000 
           7     1.00000       COMB9 Combination         Min       0.000      51.351   6.149E-05      0.0000 
           7     1.25000       COMB9 Combination         Min       0.000      56.620   6.149E-05      0.0000 
           7     1.50000       COMB9 Combination         Min       0.000      61.889   6.149E-05      0.0000 
           7     1.50000       COMB9 Combination         Min       0.000      31.731   6.149E-05      0.0000 
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           7     2.00000       COMB9 Combination         Min       0.000      42.268   6.149E-05      0.0000 
           7     2.00000       COMB9 Combination         Min       0.000      12.138   6.149E-05      0.0000 
           7     2.35000       COMB9 Combination         Min       0.000      19.515   6.149E-05      0.0000 
           7     0.15000      COMB10 Combination         Max       0.000      91.163      -0.017      0.0000 
           7     0.50000      COMB10 Combination         Max       0.000      98.539      -0.017      0.0000 
           7     0.50000      COMB10 Combination         Max       0.000      68.362      -0.017      0.0000 
           7     1.00000      COMB10 Combination         Max       0.000      78.899      -0.017      0.0000 
           7     1.00000      COMB10 Combination         Max       0.000      48.765      -0.017      0.0000 
           7     1.25000      COMB10 Combination         Max       0.000      54.034      -0.017      0.0000 
           7     1.50000      COMB10 Combination         Max       0.000      59.302      -0.017      0.0000 
           7     1.50000      COMB10 Combination         Max       0.000      29.207      -0.017      0.0000 
           7     2.00000      COMB10 Combination         Max       0.000      39.745      -0.017      0.0000 
           7     2.00000      COMB10 Combination         Max       0.000       9.676      -0.017      0.0000 
           7     2.35000      COMB10 Combination         Max       0.000      17.052      -0.017      0.0000 
           7     0.15000      COMB10 Combination         Min       0.000      91.163      -0.017      0.0000 
           7     0.50000      COMB10 Combination         Min       0.000      98.539      -0.017      0.0000 
           7     0.50000      COMB10 Combination         Min       0.000      68.362      -0.017      0.0000 
           7     1.00000      COMB10 Combination         Min       0.000      78.899      -0.017      0.0000 
           7     1.00000      COMB10 Combination         Min       0.000      48.765      -0.017      0.0000 
           7     1.25000      COMB10 Combination         Min       0.000      54.034      -0.017      0.0000 
           7     1.50000      COMB10 Combination         Min       0.000      59.302      -0.017      0.0000 
           7     1.50000      COMB10 Combination         Min       0.000      29.207      -0.017      0.0000 
           7     2.00000      COMB10 Combination         Min       0.000      39.745      -0.017      0.0000 
           7     2.00000      COMB10 Combination         Min       0.000       9.676      -0.017      0.0000 
           7     2.35000      COMB10 Combination         Min       0.000      17.052      -0.017      0.0000 
           7     0.15000      COMB11 Combination         Max       0.000     114.724   1.032E-04      0.0000 
           7     0.50000      COMB11 Combination         Max       0.000     122.100   1.032E-04      0.0000 
           7     0.50000      COMB11 Combination         Max       0.000      89.056   1.032E-04      0.0000 
           7     1.00000      COMB11 Combination         Max       0.000      99.593   1.032E-04      0.0000 
           7     1.00000      COMB11 Combination         Max       0.000      66.604   1.032E-04      0.0000 
           7     1.25000      COMB11 Combination         Max       0.000      71.873   1.032E-04      0.0000 
           7     1.50000      COMB11 Combination         Max       0.000      77.142   1.032E-04      0.0000 
           7     1.50000      COMB11 Combination         Max       0.000      44.205   1.032E-04      0.0000 
           7     2.00000      COMB11 Combination         Max       0.000      54.742   1.032E-04      0.0000 
           7     2.00000      COMB11 Combination         Max       0.000      21.843   1.032E-04      0.0000 
           7     2.35000      COMB11 Combination         Max       0.000      29.219   1.032E-04      0.0000 
           7     0.15000      COMB11 Combination         Min       0.000     114.724   1.032E-04      0.0000 
           7     0.50000      COMB11 Combination         Min       0.000     122.100   1.032E-04      0.0000 
           7     0.50000      COMB11 Combination         Min       0.000      89.056   1.032E-04      0.0000 
           7     1.00000      COMB11 Combination         Min       0.000      99.593   1.032E-04      0.0000 
           7     1.00000      COMB11 Combination         Min       0.000      66.604   1.032E-04      0.0000 
           7     1.25000      COMB11 Combination         Min       0.000      71.873   1.032E-04      0.0000 
           7     1.50000      COMB11 Combination         Min       0.000      77.142   1.032E-04      0.0000 
           7     1.50000      COMB11 Combination         Min       0.000      44.205   1.032E-04      0.0000 
           7     2.00000      COMB11 Combination         Min       0.000      54.742   1.032E-04      0.0000 
           7     2.00000      COMB11 Combination         Min       0.000      21.843   1.032E-04      0.0000 
           7     2.35000      COMB11 Combination         Min       0.000      29.219   1.032E-04      0.0000 
           7     0.15000      COMB12 Combination         Max       0.000     112.006      -0.017      0.0000 
           7     0.50000      COMB12 Combination         Max       0.000     119.382      -0.017      0.0000 
           7     0.50000      COMB12 Combination         Max       0.000      86.404      -0.017      0.0000 
           7     1.00000      COMB12 Combination         Max       0.000      96.942      -0.017      0.0000 
           7     1.00000      COMB12 Combination         Max       0.000      64.018      -0.017      0.0000 
           7     1.25000      COMB12 Combination         Max       0.000      69.286      -0.017      0.0000 
           7     1.50000      COMB12 Combination         Max       0.000      74.555      -0.017      0.0000 
           7     1.50000      COMB12 Combination         Max       0.000      41.681      -0.017      0.0000 
           7     2.00000      COMB12 Combination         Max       0.000      52.219      -0.017      0.0000 
           7     2.00000      COMB12 Combination         Max       0.000      19.381      -0.017      0.0000 
           7     2.35000      COMB12 Combination         Max       0.000      26.757      -0.017      0.0000 
           7     0.15000      COMB12 Combination         Min       0.000     112.006      -0.017      0.0000 
           7     0.50000      COMB12 Combination         Min       0.000     119.382      -0.017      0.0000 
           7     0.50000      COMB12 Combination         Min       0.000      86.404      -0.017      0.0000 
           7     1.00000      COMB12 Combination         Min       0.000      96.942      -0.017      0.0000 
           7     1.00000      COMB12 Combination         Min       0.000      64.018      -0.017      0.0000 
           7     1.25000      COMB12 Combination         Min       0.000      69.286      -0.017      0.0000 
           7     1.50000      COMB12 Combination         Min       0.000      74.555      -0.017      0.0000 
           7     1.50000      COMB12 Combination         Min       0.000      41.681      -0.017      0.0000 
           7     2.00000      COMB12 Combination         Min       0.000      52.219      -0.017      0.0000 
           7     2.00000      COMB12 Combination         Min       0.000      19.381      -0.017      0.0000 
           7     2.35000      COMB12 Combination         Min       0.000      26.757      -0.017      0.0000 
           7     0.15000      COMB13 Combination         Max       0.812     122.688       0.131      0.0000 
           7     0.50000      COMB13 Combination         Max       0.812     130.065       0.131      0.0000 
           7     0.50000      COMB13 Combination         Max       0.506      96.341       0.090      0.0000 
           7     1.00000      COMB13 Combination         Max       0.506     106.879       0.090      0.0000 
           7     1.00000      COMB13 Combination         Max   4.964E-07      73.216       0.043      0.0000 
           7     1.25000      COMB13 Combination         Max   4.964E-07      78.484       0.043      0.0000 
           7     1.50000      COMB13 Combination         Max   4.964E-07      83.753       0.043      0.0000 
           7     1.50000      COMB13 Combination         Max       0.506      50.147       0.099      0.0000 
           7     2.00000      COMB13 Combination         Max       0.506      60.684       0.099      0.0000 
           7     2.00000      COMB13 Combination         Max       0.812      27.119       0.137      0.0000 
           7     2.35000      COMB13 Combination         Max       0.812      34.495       0.137      0.0000 
           7     0.15000      COMB13 Combination         Min      -0.812     115.543      -0.131      0.0000 
           7     0.50000      COMB13 Combination         Min      -0.812     122.919      -0.131      0.0000 
           7     0.50000      COMB13 Combination         Min      -0.506      89.206      -0.090      0.0000 
           7     1.00000      COMB13 Combination         Min      -0.506      99.743      -0.090      0.0000 
           7     1.00000      COMB13 Combination         Min  -4.964E-07      66.085      -0.043      0.0000 
           7     1.25000      COMB13 Combination         Min  -4.964E-07      71.354      -0.043      0.0000 
           7     1.50000      COMB13 Combination         Min  -4.964E-07      76.623      -0.043      0.0000 
           7     1.50000      COMB13 Combination         Min      -0.506      43.017      -0.098      0.0000 
           7     2.00000      COMB13 Combination         Min      -0.506      53.555      -0.098      0.0000 
           7     2.00000      COMB13 Combination         Min      -0.812      19.986      -0.137      0.0000 
           7     2.35000      COMB13 Combination         Min      -0.812      27.362      -0.137      0.0000 
           7     0.15000      COMB14 Combination         Max       0.070     127.380       0.930      0.0000 
           7     0.50000      COMB14 Combination         Max       0.070     134.756       0.930      0.0000 
           7     0.50000      COMB14 Combination         Max       0.043     100.836       0.644      0.0000 
           7     1.00000      COMB14 Combination         Max       0.043     111.374       0.644      0.0000 
           7     1.00000      COMB14 Combination         Max   5.938E-07      77.517       0.099      0.0000 
           7     1.25000      COMB14 Combination         Max   5.938E-07      82.786       0.099      0.0000 
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           7     1.50000      COMB14 Combination         Max   5.938E-07      88.055       0.099      0.0000 
           7     1.50000      COMB14 Combination         Max       0.043      54.258       0.641      0.0000 
           7     2.00000      COMB14 Combination         Max       0.043      64.795       0.641      0.0000 
           7     2.00000      COMB14 Combination         Max       0.070      31.042       0.930      0.0000 
           7     2.35000      COMB14 Combination         Max       0.070      38.419       0.930      0.0000 
           7     0.15000      COMB14 Combination         Min      -0.070     110.851      -0.930      0.0000 
           7     0.50000      COMB14 Combination         Min      -0.070     118.227      -0.930      0.0000 
           7     0.50000      COMB14 Combination         Min      -0.043      84.711      -0.644      0.0000 
           7     1.00000      COMB14 Combination         Min      -0.043      95.248      -0.644      0.0000 
           7     1.00000      COMB14 Combination         Min  -5.938E-07      61.784      -0.098      0.0000 
           7     1.25000      COMB14 Combination         Min  -5.938E-07      67.052      -0.098      0.0000 
           7     1.50000      COMB14 Combination         Min  -5.938E-07      72.321      -0.098      0.0000 
           7     1.50000      COMB14 Combination         Min      -0.043      38.906      -0.640      0.0000 
           7     2.00000      COMB14 Combination         Min      -0.043      49.443      -0.640      0.0000 
           7     2.00000      COMB14 Combination         Min      -0.070      16.062      -0.930      0.0000 
           7     2.35000      COMB14 Combination         Min      -0.070      23.438      -0.930      0.0000 
           7     0.15000         INV Combination         Max       0.812     127.380       0.930      0.0000 
           7     0.50000         INV Combination         Max       0.812     134.756       0.930      0.0000 
           7     0.50000         INV Combination         Max       0.506     100.836       0.644      0.0000 
           7     1.00000         INV Combination         Max       0.506     111.374       0.644      0.0000 
           7     1.00000         INV Combination         Max   5.938E-07      77.517       0.099      0.0000 
           7     1.25000         INV Combination         Max   5.938E-07      82.786       0.099      0.0000 
           7     1.50000         INV Combination         Max   5.938E-07      88.055       0.099      0.0000 
           7     1.50000         INV Combination         Max       0.506      54.258       0.641      0.0000 
           7     2.00000         INV Combination         Max       0.506      64.795       0.641      0.0000 
           7     2.00000         INV Combination         Max       0.812      31.042       0.930      0.0000 
           7     2.35000         INV Combination         Max       0.812      38.419       0.930      0.0000 
           7     0.15000         INV Combination         Min      -0.812      90.133      -0.930      0.0000 
           7     0.50000         INV Combination         Min      -0.812      97.510      -0.930      0.0000 
           7     0.50000         INV Combination         Min      -0.506      67.364      -0.644      0.0000 
           7     1.00000         INV Combination         Min      -0.506      77.902      -0.644      0.0000 
           7     1.00000         INV Combination         Min  -5.938E-07      47.798      -0.098      0.0000 
           7     1.25000         INV Combination         Min  -5.938E-07      53.067      -0.098      0.0000 
           7     1.50000         INV Combination         Min  -5.938E-07      58.336      -0.098      0.0000 
           7     1.50000         INV Combination         Min      -0.506      28.271      -0.640      0.0000 
           7     2.00000         INV Combination         Min      -0.506      38.808      -0.640      0.0000 
           7     2.00000         INV Combination         Min      -0.812       8.770      -0.930      0.0000 
           7     2.35000         INV Combination         Min      -0.812      16.146      -0.930      0.0000 
           8     0.15000          PP   LinStatic                   0.000      42.878  -6.090E-05      0.0000 
           8     0.50000          PP   LinStatic                   0.000      48.504  -6.090E-05      0.0000 
           8     0.50000          PP   LinStatic                   0.000      24.273  -6.090E-05      0.0000 
           8     1.00000          PP   LinStatic                   0.000      32.311  -6.090E-05      0.0000 
           8     1.00000          PP   LinStatic                   0.000       8.094  -6.090E-05      0.0000 
           8     1.25000          PP   LinStatic                   0.000      12.113  -6.090E-05      0.0000 
           8     1.50000          PP   LinStatic                   0.000      16.132  -6.090E-05      0.0000 
           8     1.50000          PP   LinStatic                   0.000      -8.076  -6.090E-05      0.0000 
           8     2.00000          PP   LinStatic                   0.000      -0.039  -6.090E-05      0.0000 
           8     2.00000          PP   LinStatic                   0.000     -24.245  -6.090E-05      0.0000 
           8     2.35000          PP   LinStatic                   0.000     -18.619  -6.090E-05      0.0000 
           8     0.15000        PERM   LinStatic                   0.000      26.240  -3.127E-04      0.0000 
           8     0.50000        PERM   LinStatic                   0.000      27.990  -3.127E-04      0.0000 
           8     0.50000        PERM   LinStatic                   0.000      21.457  -3.127E-04      0.0000 
           8     1.00000        PERM   LinStatic                   0.000      23.957  -3.127E-04      0.0000 
           8     1.00000        PERM   LinStatic                   0.000      17.437  -3.127E-04      0.0000 
           8     1.25000        PERM   LinStatic                   0.000      18.687  -3.127E-04      0.0000 
           8     1.50000        PERM   LinStatic                   0.000      19.937  -3.127E-04      0.0000 
           8     1.50000        PERM   LinStatic                   0.000      13.431  -3.127E-04      0.0000 
           8     2.00000        PERM   LinStatic                   0.000      15.931  -3.127E-04      0.0000 
           8     2.00000        PERM   LinStatic                   0.000       9.436  -3.127E-04      0.0000 
           8     2.35000        PERM   LinStatic                   0.000      11.186  -3.127E-04      0.0000 
           8     0.15000        NEVE   LinStatic                   0.000      18.296  -2.140E-04      0.0000 
           8     0.50000        NEVE   LinStatic                   0.000      18.296  -2.140E-04      0.0000 
           8     0.50000        NEVE   LinStatic                   0.000      15.536  -2.140E-04      0.0000 
           8     1.00000        NEVE   LinStatic                   0.000      15.536  -2.140E-04      0.0000 
           8     1.00000        NEVE   LinStatic                   0.000      12.786  -2.140E-04      0.0000 
           8     1.25000        NEVE   LinStatic                   0.000      12.786  -2.140E-04      0.0000 
           8     1.50000        NEVE   LinStatic                   0.000      12.786  -2.140E-04      0.0000 
           8     1.50000        NEVE   LinStatic                   0.000      10.045  -2.140E-04      0.0000 
           8     2.00000        NEVE   LinStatic                   0.000      10.045  -2.140E-04      0.0000 
           8     2.00000        NEVE   LinStatic                   0.000       7.311  -2.140E-04      0.0000 
           8     2.35000        NEVE   LinStatic                   0.000       7.311  -2.140E-04      0.0000 
           8     0.15000      VENTOX   LinStatic                   0.000      -4.265  -1.052E-04      0.0000 
           8     0.50000      VENTOX   LinStatic                   0.000      -4.265  -1.052E-04      0.0000 
           8     0.50000      VENTOX   LinStatic                   0.000      -3.585  -1.052E-04      0.0000 
           8     1.00000      VENTOX   LinStatic                   0.000      -3.585  -1.052E-04      0.0000 
           8     1.00000      VENTOX   LinStatic                   0.000      -2.907  -1.052E-04      0.0000 
           8     1.25000      VENTOX   LinStatic                   0.000      -2.907  -1.052E-04      0.0000 
           8     1.50000      VENTOX   LinStatic                   0.000      -2.907  -1.052E-04      0.0000 
           8     1.50000      VENTOX   LinStatic                   0.000      -2.231  -1.052E-04      0.0000 
           8     2.00000      VENTOX   LinStatic                   0.000      -2.231  -1.052E-04      0.0000 
           8     2.00000      VENTOX   LinStatic                   0.000      -1.557  -1.052E-04      0.0000 
           8     2.35000      VENTOX   LinStatic                   0.000      -1.557  -1.052E-04      0.0000 
           8     0.15000      VENTOY   LinStatic                   0.000      -7.055      -0.026      0.0000 
           8     0.50000      VENTOY   LinStatic                   0.000      -7.055      -0.026      0.0000 
           8     0.50000      VENTOY   LinStatic                   0.000      -6.315      -0.026      0.0000 
           8     1.00000      VENTOY   LinStatic                   0.000      -6.315      -0.026      0.0000 
           8     1.00000      VENTOY   LinStatic                   0.000      -5.580      -0.026      0.0000 
           8     1.25000      VENTOY   LinStatic                   0.000      -5.580      -0.026      0.0000 
           8     1.50000      VENTOY   LinStatic                   0.000      -5.580      -0.026      0.0000 
           8     1.50000      VENTOY   LinStatic                   0.000      -4.848      -0.026      0.0000 
           8     2.00000      VENTOY   LinStatic                   0.000      -4.848      -0.026      0.0000 
           8     2.00000      VENTOY   LinStatic                   0.000      -4.120      -0.026      0.0000 
           8     2.35000      VENTOY   LinStatic                   0.000      -4.120      -0.026      0.0000 
           8     0.15000      SISMAX LinRespSpec         Max       1.107       3.503       0.167      0.0000 
           8     0.50000      SISMAX LinRespSpec         Max       1.107       3.503       0.167      0.0000 
           8     0.50000      SISMAX LinRespSpec         Max       0.690       3.507       0.113      0.0000 
           8     1.00000      SISMAX LinRespSpec         Max       0.690       3.507       0.113      0.0000 
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           8     1.00000      SISMAX LinRespSpec         Max   4.106E-07       3.513       0.054      0.0000 
           8     1.25000      SISMAX LinRespSpec         Max   4.106E-07       3.513       0.054      0.0000 
           8     1.50000      SISMAX LinRespSpec         Max   4.106E-07       3.513       0.054      0.0000 
           8     1.50000      SISMAX LinRespSpec         Max       0.690       3.522       0.127      0.0000 
           8     2.00000      SISMAX LinRespSpec         Max       0.690       3.522       0.127      0.0000 
           8     2.00000      SISMAX LinRespSpec         Max       1.107       3.533       0.175      0.0000 
           8     2.35000      SISMAX LinRespSpec         Max       1.107       3.533       0.175      0.0000 
           8     0.15000      SISMAY LinRespSpec         Max       0.127       8.588       0.937      0.0000 
           8     0.50000      SISMAY LinRespSpec         Max       0.127       8.588       0.937      0.0000 
           8     0.50000      SISMAY LinRespSpec         Max       0.079       8.407       0.648      0.0000 
           8     1.00000      SISMAY LinRespSpec         Max       0.079       8.407       0.648      0.0000 
           8     1.00000      SISMAY LinRespSpec         Max   6.286E-07       8.231       0.080      0.0000 
           8     1.25000      SISMAY LinRespSpec         Max   6.286E-07       8.231       0.080      0.0000 
           8     1.50000      SISMAY LinRespSpec         Max   6.286E-07       8.231       0.080      0.0000 
           8     1.50000      SISMAY LinRespSpec         Max       0.079       8.061       0.642      0.0000 
           8     2.00000      SISMAY LinRespSpec         Max       0.079       8.061       0.642      0.0000 
           8     2.00000      SISMAY LinRespSpec         Max       0.127       7.896       0.938      0.0000 
           8     2.35000      SISMAY LinRespSpec         Max       0.127       7.896       0.938      0.0000 
           8     0.15000        TERM   LinStatic                   0.000      -1.092  -9.421E-05      0.0000 
           8     0.50000        TERM   LinStatic                   0.000      -1.092  -9.421E-05      0.0000 
           8     0.50000        TERM   LinStatic                   0.000      -1.078  -9.421E-05      0.0000 
           8     1.00000        TERM   LinStatic                   0.000      -1.078  -9.421E-05      0.0000 
           8     1.00000        TERM   LinStatic                   0.000      -1.064  -9.421E-05      0.0000 
           8     1.25000        TERM   LinStatic                   0.000      -1.064  -9.421E-05      0.0000 
           8     1.50000        TERM   LinStatic                   0.000      -1.064  -9.421E-05      0.0000 
           8     1.50000        TERM   LinStatic                   0.000      -1.051  -9.421E-05      0.0000 
           8     2.00000        TERM   LinStatic                   0.000      -1.051  -9.421E-05      0.0000 
           8     2.00000        TERM   LinStatic                   0.000      -1.039  -9.421E-05      0.0000 
           8     2.35000        TERM   LinStatic                   0.000      -1.039  -9.421E-05      0.0000 
           8     0.15000       COMB1 Combination         Max       0.000      68.026  -4.678E-04      0.0000 
           8     0.50000       COMB1 Combination         Max       0.000      75.402  -4.678E-04      0.0000 
           8     0.50000       COMB1 Combination         Max       0.000      44.652  -4.678E-04      0.0000 
           8     1.00000       COMB1 Combination         Max       0.000      55.190  -4.678E-04      0.0000 
           8     1.00000       COMB1 Combination         Max       0.000      24.468  -4.678E-04      0.0000 
           8     1.25000       COMB1 Combination         Max       0.000      29.736  -4.678E-04      0.0000 
           8     1.50000       COMB1 Combination         Max       0.000      35.005  -4.678E-04      0.0000 
           8     1.50000       COMB1 Combination         Max       0.000       4.304  -4.678E-04      0.0000 
           8     2.00000       COMB1 Combination         Max       0.000      14.842  -4.678E-04      0.0000 
           8     2.00000       COMB1 Combination         Max       0.000     -15.848  -4.678E-04      0.0000 
           8     2.35000       COMB1 Combination         Max       0.000      -8.472  -4.678E-04      0.0000 
           8     0.15000       COMB1 Combination         Min       0.000      68.026  -4.678E-04      0.0000 
           8     0.50000       COMB1 Combination         Min       0.000      75.402  -4.678E-04      0.0000 
           8     0.50000       COMB1 Combination         Min       0.000      44.652  -4.678E-04      0.0000 
           8     1.00000       COMB1 Combination         Min       0.000      55.190  -4.678E-04      0.0000 
           8     1.00000       COMB1 Combination         Min       0.000      24.468  -4.678E-04      0.0000 
           8     1.25000       COMB1 Combination         Min       0.000      29.736  -4.678E-04      0.0000 
           8     1.50000       COMB1 Combination         Min       0.000      35.005  -4.678E-04      0.0000 
           8     1.50000       COMB1 Combination         Min       0.000       4.304  -4.678E-04      0.0000 
           8     2.00000       COMB1 Combination         Min       0.000      14.842  -4.678E-04      0.0000 
           8     2.00000       COMB1 Combination         Min       0.000     -15.848  -4.678E-04      0.0000 
           8     2.35000       COMB1 Combination         Min       0.000      -8.472  -4.678E-04      0.0000 
           8     0.15000       COMB2 Combination         Max       0.000      86.322  -6.818E-04      0.0000 
           8     0.50000       COMB2 Combination         Max       0.000      93.698  -6.818E-04      0.0000 
           8     0.50000       COMB2 Combination         Max       0.000      60.189  -6.818E-04      0.0000 
           8     1.00000       COMB2 Combination         Max       0.000      70.726  -6.818E-04      0.0000 
           8     1.00000       COMB2 Combination         Max       0.000      37.254  -6.818E-04      0.0000 
           8     1.25000       COMB2 Combination         Max       0.000      42.522  -6.818E-04      0.0000 
           8     1.50000       COMB2 Combination         Max       0.000      47.791  -6.818E-04      0.0000 
           8     1.50000       COMB2 Combination         Max       0.000      14.349  -6.818E-04      0.0000 
           8     2.00000       COMB2 Combination         Max       0.000      24.887  -6.818E-04      0.0000 
           8     2.00000       COMB2 Combination         Max       0.000      -8.537  -6.818E-04      0.0000 
           8     2.35000       COMB2 Combination         Max       0.000      -1.160  -6.818E-04      0.0000 
           8     0.15000       COMB2 Combination         Min       0.000      86.322  -6.818E-04      0.0000 
           8     0.50000       COMB2 Combination         Min       0.000      93.698  -6.818E-04      0.0000 
           8     0.50000       COMB2 Combination         Min       0.000      60.189  -6.818E-04      0.0000 
           8     1.00000       COMB2 Combination         Min       0.000      70.726  -6.818E-04      0.0000 
           8     1.00000       COMB2 Combination         Min       0.000      37.254  -6.818E-04      0.0000 
           8     1.25000       COMB2 Combination         Min       0.000      42.522  -6.818E-04      0.0000 
           8     1.50000       COMB2 Combination         Min       0.000      47.791  -6.818E-04      0.0000 
           8     1.50000       COMB2 Combination         Min       0.000      14.349  -6.818E-04      0.0000 
           8     2.00000       COMB2 Combination         Min       0.000      24.887  -6.818E-04      0.0000 
           8     2.00000       COMB2 Combination         Min       0.000      -8.537  -6.818E-04      0.0000 
           8     2.35000       COMB2 Combination         Min       0.000      -1.160  -6.818E-04      0.0000 
           8     0.15000       COMB3 Combination         Max       0.000      63.761  -5.731E-04      0.0000 
           8     0.50000       COMB3 Combination         Max       0.000      71.137  -5.731E-04      0.0000 
           8     0.50000       COMB3 Combination         Max       0.000      41.067  -5.731E-04      0.0000 
           8     1.00000       COMB3 Combination         Max       0.000      51.605  -5.731E-04      0.0000 
           8     1.00000       COMB3 Combination         Max       0.000      21.560  -5.731E-04      0.0000 
           8     1.25000       COMB3 Combination         Max       0.000      26.829  -5.731E-04      0.0000 
           8     1.50000       COMB3 Combination         Max       0.000      32.098  -5.731E-04      0.0000 
           8     1.50000       COMB3 Combination         Max       0.000       2.073  -5.731E-04      0.0000 
           8     2.00000       COMB3 Combination         Max       0.000      12.610  -5.731E-04      0.0000 
           8     2.00000       COMB3 Combination         Max       0.000     -17.405  -5.731E-04      0.0000 
           8     2.35000       COMB3 Combination         Max       0.000     -10.029  -5.731E-04      0.0000 
           8     0.15000       COMB3 Combination         Min       0.000      63.761  -5.731E-04      0.0000 
           8     0.50000       COMB3 Combination         Min       0.000      71.137  -5.731E-04      0.0000 
           8     0.50000       COMB3 Combination         Min       0.000      41.067  -5.731E-04      0.0000 
           8     1.00000       COMB3 Combination         Min       0.000      51.605  -5.731E-04      0.0000 
           8     1.00000       COMB3 Combination         Min       0.000      21.560  -5.731E-04      0.0000 
           8     1.25000       COMB3 Combination         Min       0.000      26.829  -5.731E-04      0.0000 
           8     1.50000       COMB3 Combination         Min       0.000      32.098  -5.731E-04      0.0000 
           8     1.50000       COMB3 Combination         Min       0.000       2.073  -5.731E-04      0.0000 
           8     2.00000       COMB3 Combination         Min       0.000      12.610  -5.731E-04      0.0000 
           8     2.00000       COMB3 Combination         Min       0.000     -17.405  -5.731E-04      0.0000 
           8     2.35000       COMB3 Combination         Min       0.000     -10.029  -5.731E-04      0.0000 
           8     0.15000       COMB4 Combination         Max       0.000      60.971      -0.026      0.0000 
           8     0.50000       COMB4 Combination         Max       0.000      68.347      -0.026      0.0000 
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           8     0.50000       COMB4 Combination         Max       0.000      38.337      -0.026      0.0000 
           8     1.00000       COMB4 Combination         Max       0.000      48.875      -0.026      0.0000 
           8     1.00000       COMB4 Combination         Max       0.000      18.888      -0.026      0.0000 
           8     1.25000       COMB4 Combination         Max       0.000      24.157      -0.026      0.0000 
           8     1.50000       COMB4 Combination         Max       0.000      29.425      -0.026      0.0000 
           8     1.50000       COMB4 Combination         Max       0.000      -0.544      -0.026      0.0000 
           8     2.00000       COMB4 Combination         Max       0.000       9.994      -0.026      0.0000 
           8     2.00000       COMB4 Combination         Max       0.000     -19.968      -0.026      0.0000 
           8     2.35000       COMB4 Combination         Max       0.000     -12.592      -0.026      0.0000 
           8     0.15000       COMB4 Combination         Min       0.000      60.971      -0.026      0.0000 
           8     0.50000       COMB4 Combination         Min       0.000      68.347      -0.026      0.0000 
           8     0.50000       COMB4 Combination         Min       0.000      38.337      -0.026      0.0000 
           8     1.00000       COMB4 Combination         Min       0.000      48.875      -0.026      0.0000 
           8     1.00000       COMB4 Combination         Min       0.000      18.888      -0.026      0.0000 
           8     1.25000       COMB4 Combination         Min       0.000      24.157      -0.026      0.0000 
           8     1.50000       COMB4 Combination         Min       0.000      29.425      -0.026      0.0000 
           8     1.50000       COMB4 Combination         Min       0.000      -0.544      -0.026      0.0000 
           8     2.00000       COMB4 Combination         Min       0.000       9.994      -0.026      0.0000 
           8     2.00000       COMB4 Combination         Min       0.000     -19.968      -0.026      0.0000 
           8     2.35000       COMB4 Combination         Min       0.000     -12.592      -0.026      0.0000 
           8     0.15000       COMB5 Combination         Max       0.000      82.056  -7.870E-04      0.0000 
           8     0.50000       COMB5 Combination         Max       0.000      89.433  -7.870E-04      0.0000 
           8     0.50000       COMB5 Combination         Max       0.000      56.603  -7.870E-04      0.0000 
           8     1.00000       COMB5 Combination         Max       0.000      67.141  -7.870E-04      0.0000 
           8     1.00000       COMB5 Combination         Max       0.000      34.346  -7.870E-04      0.0000 
           8     1.25000       COMB5 Combination         Max       0.000      39.615  -7.870E-04      0.0000 
           8     1.50000       COMB5 Combination         Max       0.000      44.884  -7.870E-04      0.0000 
           8     1.50000       COMB5 Combination         Max       0.000      12.118  -7.870E-04      0.0000 
           8     2.00000       COMB5 Combination         Max       0.000      22.656  -7.870E-04      0.0000 
           8     2.00000       COMB5 Combination         Max       0.000     -10.094  -7.870E-04      0.0000 
           8     2.35000       COMB5 Combination         Max       0.000      -2.717  -7.870E-04      0.0000 
           8     0.15000       COMB5 Combination         Min       0.000      82.056  -7.870E-04      0.0000 
           8     0.50000       COMB5 Combination         Min       0.000      89.433  -7.870E-04      0.0000 
           8     0.50000       COMB5 Combination         Min       0.000      56.603  -7.870E-04      0.0000 
           8     1.00000       COMB5 Combination         Min       0.000      67.141  -7.870E-04      0.0000 
           8     1.00000       COMB5 Combination         Min       0.000      34.346  -7.870E-04      0.0000 
           8     1.25000       COMB5 Combination         Min       0.000      39.615  -7.870E-04      0.0000 
           8     1.50000       COMB5 Combination         Min       0.000      44.884  -7.870E-04      0.0000 
           8     1.50000       COMB5 Combination         Min       0.000      12.118  -7.870E-04      0.0000 
           8     2.00000       COMB5 Combination         Min       0.000      22.656  -7.870E-04      0.0000 
           8     2.00000       COMB5 Combination         Min       0.000     -10.094  -7.870E-04      0.0000 
           8     2.35000       COMB5 Combination         Min       0.000      -2.717  -7.870E-04      0.0000 
           8     0.15000       COMB6 Combination         Max       0.000      79.267      -0.026      0.0000 
           8     0.50000       COMB6 Combination         Max       0.000      86.643      -0.026      0.0000 
           8     0.50000       COMB6 Combination         Max       0.000      53.873      -0.026      0.0000 
           8     1.00000       COMB6 Combination         Max       0.000      64.411      -0.026      0.0000 
           8     1.00000       COMB6 Combination         Max       0.000      31.674      -0.026      0.0000 
           8     1.25000       COMB6 Combination         Max       0.000      36.943      -0.026      0.0000 
           8     1.50000       COMB6 Combination         Max       0.000      42.211      -0.026      0.0000 
           8     1.50000       COMB6 Combination         Max       0.000       9.501      -0.026      0.0000 
           8     2.00000       COMB6 Combination         Max       0.000      20.039      -0.026      0.0000 
           8     2.00000       COMB6 Combination         Max       0.000     -12.656      -0.026      0.0000 
           8     2.35000       COMB6 Combination         Max       0.000      -5.280      -0.026      0.0000 
           8     0.15000       COMB6 Combination         Min       0.000      79.267      -0.026      0.0000 
           8     0.50000       COMB6 Combination         Min       0.000      86.643      -0.026      0.0000 
           8     0.50000       COMB6 Combination         Min       0.000      53.873      -0.026      0.0000 
           8     1.00000       COMB6 Combination         Min       0.000      64.411      -0.026      0.0000 
           8     1.00000       COMB6 Combination         Min       0.000      31.674      -0.026      0.0000 
           8     1.25000       COMB6 Combination         Min       0.000      36.943      -0.026      0.0000 
           8     1.50000       COMB6 Combination         Min       0.000      42.211      -0.026      0.0000 
           8     1.50000       COMB6 Combination         Min       0.000       9.501      -0.026      0.0000 
           8     2.00000       COMB6 Combination         Min       0.000      20.039      -0.026      0.0000 
           8     2.00000       COMB6 Combination         Min       0.000     -12.656      -0.026      0.0000 
           8     2.35000       COMB6 Combination         Min       0.000      -5.280      -0.026      0.0000 
           8     0.15000       COMB7 Combination         Max       0.000      70.210  -2.794E-04      0.0000 
           8     0.50000       COMB7 Combination         Max       0.000      77.586  -2.794E-04      0.0000 
           8     0.50000       COMB7 Combination         Max       0.000      46.807  -2.794E-04      0.0000 
           8     1.00000       COMB7 Combination         Max       0.000      57.345  -2.794E-04      0.0000 
           8     1.00000       COMB7 Combination         Max       0.000      26.595  -2.794E-04      0.0000 
           8     1.25000       COMB7 Combination         Max       0.000      31.864  -2.794E-04      0.0000 
           8     1.50000       COMB7 Combination         Max       0.000      37.133  -2.794E-04      0.0000 
           8     1.50000       COMB7 Combination         Max       0.000       6.406  -2.794E-04      0.0000 
           8     2.00000       COMB7 Combination         Max       0.000      16.944  -2.794E-04      0.0000 
           8     2.00000       COMB7 Combination         Max       0.000     -13.770  -2.794E-04      0.0000 
           8     2.35000       COMB7 Combination         Max       0.000      -6.394  -2.794E-04      0.0000 
           8     0.15000       COMB7 Combination         Min       0.000      70.210  -2.794E-04      0.0000 
           8     0.50000       COMB7 Combination         Min       0.000      77.586  -2.794E-04      0.0000 
           8     0.50000       COMB7 Combination         Min       0.000      46.807  -2.794E-04      0.0000 
           8     1.00000       COMB7 Combination         Min       0.000      57.345  -2.794E-04      0.0000 
           8     1.00000       COMB7 Combination         Min       0.000      26.595  -2.794E-04      0.0000 
           8     1.25000       COMB7 Combination         Min       0.000      31.864  -2.794E-04      0.0000 
           8     1.50000       COMB7 Combination         Min       0.000      37.133  -2.794E-04      0.0000 
           8     1.50000       COMB7 Combination         Min       0.000       6.406  -2.794E-04      0.0000 
           8     2.00000       COMB7 Combination         Min       0.000      16.944  -2.794E-04      0.0000 
           8     2.00000       COMB7 Combination         Min       0.000     -13.770  -2.794E-04      0.0000 
           8     2.35000       COMB7 Combination         Min       0.000      -6.394  -2.794E-04      0.0000 
           8     0.15000       COMB8 Combination         Max       0.000      88.505  -4.934E-04      0.0000 
           8     0.50000       COMB8 Combination         Max       0.000      95.882  -4.934E-04      0.0000 
           8     0.50000       COMB8 Combination         Max       0.000      62.344  -4.934E-04      0.0000 
           8     1.00000       COMB8 Combination         Max       0.000      72.881  -4.934E-04      0.0000 
           8     1.00000       COMB8 Combination         Max       0.000      39.381  -4.934E-04      0.0000 
           8     1.25000       COMB8 Combination         Max       0.000      44.650  -4.934E-04      0.0000 
           8     1.50000       COMB8 Combination         Max       0.000      49.919  -4.934E-04      0.0000 
           8     1.50000       COMB8 Combination         Max       0.000      16.452  -4.934E-04      0.0000 
           8     2.00000       COMB8 Combination         Max       0.000      26.989  -4.934E-04      0.0000 
           8     2.00000       COMB8 Combination         Max       0.000      -6.459  -4.934E-04      0.0000 
           8     2.35000       COMB8 Combination         Max       0.000       0.917  -4.934E-04      0.0000 
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           8     0.15000       COMB8 Combination         Min       0.000      88.505  -4.934E-04      0.0000 
           8     0.50000       COMB8 Combination         Min       0.000      95.882  -4.934E-04      0.0000 
           8     0.50000       COMB8 Combination         Min       0.000      62.344  -4.934E-04      0.0000 
           8     1.00000       COMB8 Combination         Min       0.000      72.881  -4.934E-04      0.0000 
           8     1.00000       COMB8 Combination         Min       0.000      39.381  -4.934E-04      0.0000 
           8     1.25000       COMB8 Combination         Min       0.000      44.650  -4.934E-04      0.0000 
           8     1.50000       COMB8 Combination         Min       0.000      49.919  -4.934E-04      0.0000 
           8     1.50000       COMB8 Combination         Min       0.000      16.452  -4.934E-04      0.0000 
           8     2.00000       COMB8 Combination         Min       0.000      26.989  -4.934E-04      0.0000 
           8     2.00000       COMB8 Combination         Min       0.000      -6.459  -4.934E-04      0.0000 
           8     2.35000       COMB8 Combination         Min       0.000       0.917  -4.934E-04      0.0000 
           8     0.15000       COMB9 Combination         Max       0.000      65.944  -3.846E-04      0.0000 
           8     0.50000       COMB9 Combination         Max       0.000      73.321  -3.846E-04      0.0000 
           8     0.50000       COMB9 Combination         Max       0.000      43.222  -3.846E-04      0.0000 
           8     1.00000       COMB9 Combination         Max       0.000      53.760  -3.846E-04      0.0000 
           8     1.00000       COMB9 Combination         Max       0.000      23.688  -3.846E-04      0.0000 
           8     1.25000       COMB9 Combination         Max       0.000      28.957  -3.846E-04      0.0000 
           8     1.50000       COMB9 Combination         Max       0.000      34.226  -3.846E-04      0.0000 
           8     1.50000       COMB9 Combination         Max       0.000       4.175  -3.846E-04      0.0000 
           8     2.00000       COMB9 Combination         Max       0.000      14.713  -3.846E-04      0.0000 
           8     2.00000       COMB9 Combination         Max       0.000     -15.327  -3.846E-04      0.0000 
           8     2.35000       COMB9 Combination         Max       0.000      -7.951  -3.846E-04      0.0000 
           8     0.15000       COMB9 Combination         Min       0.000      65.944  -3.846E-04      0.0000 
           8     0.50000       COMB9 Combination         Min       0.000      73.321  -3.846E-04      0.0000 
           8     0.50000       COMB9 Combination         Min       0.000      43.222  -3.846E-04      0.0000 
           8     1.00000       COMB9 Combination         Min       0.000      53.760  -3.846E-04      0.0000 
           8     1.00000       COMB9 Combination         Min       0.000      23.688  -3.846E-04      0.0000 
           8     1.25000       COMB9 Combination         Min       0.000      28.957  -3.846E-04      0.0000 
           8     1.50000       COMB9 Combination         Min       0.000      34.226  -3.846E-04      0.0000 
           8     1.50000       COMB9 Combination         Min       0.000       4.175  -3.846E-04      0.0000 
           8     2.00000       COMB9 Combination         Min       0.000      14.713  -3.846E-04      0.0000 
           8     2.00000       COMB9 Combination         Min       0.000     -15.327  -3.846E-04      0.0000 
           8     2.35000       COMB9 Combination         Min       0.000      -7.951  -3.846E-04      0.0000 
           8     0.15000      COMB10 Combination         Max       0.000      63.155      -0.026      0.0000 
           8     0.50000      COMB10 Combination         Max       0.000      70.531      -0.026      0.0000 
           8     0.50000      COMB10 Combination         Max       0.000      40.492      -0.026      0.0000 
           8     1.00000      COMB10 Combination         Max       0.000      51.030      -0.026      0.0000 
           8     1.00000      COMB10 Combination         Max       0.000      21.016      -0.026      0.0000 
           8     1.25000      COMB10 Combination         Max       0.000      26.284      -0.026      0.0000 
           8     1.50000      COMB10 Combination         Max       0.000      31.553      -0.026      0.0000 
           8     1.50000      COMB10 Combination         Max       0.000       1.558      -0.026      0.0000 
           8     2.00000      COMB10 Combination         Max       0.000      12.096      -0.026      0.0000 
           8     2.00000      COMB10 Combination         Max       0.000     -17.890      -0.026      0.0000 
           8     2.35000      COMB10 Combination         Max       0.000     -10.514      -0.026      0.0000 
           8     0.15000      COMB10 Combination         Min       0.000      63.155      -0.026      0.0000 
           8     0.50000      COMB10 Combination         Min       0.000      70.531      -0.026      0.0000 
           8     0.50000      COMB10 Combination         Min       0.000      40.492      -0.026      0.0000 
           8     1.00000      COMB10 Combination         Min       0.000      51.030      -0.026      0.0000 
           8     1.00000      COMB10 Combination         Min       0.000      21.016      -0.026      0.0000 
           8     1.25000      COMB10 Combination         Min       0.000      26.284      -0.026      0.0000 
           8     1.50000      COMB10 Combination         Min       0.000      31.553      -0.026      0.0000 
           8     1.50000      COMB10 Combination         Min       0.000       1.558      -0.026      0.0000 
           8     2.00000      COMB10 Combination         Min       0.000      12.096      -0.026      0.0000 
           8     2.00000      COMB10 Combination         Min       0.000     -17.890      -0.026      0.0000 
           8     2.35000      COMB10 Combination         Min       0.000     -10.514      -0.026      0.0000 
           8     0.15000      COMB11 Combination         Max       0.000      84.240  -5.986E-04      0.0000 
           8     0.50000      COMB11 Combination         Max       0.000      91.616  -5.986E-04      0.0000 
           8     0.50000      COMB11 Combination         Max       0.000      58.758  -5.986E-04      0.0000 
           8     1.00000      COMB11 Combination         Max       0.000      69.296  -5.986E-04      0.0000 
           8     1.00000      COMB11 Combination         Max       0.000      36.474  -5.986E-04      0.0000 
           8     1.25000      COMB11 Combination         Max       0.000      41.743  -5.986E-04      0.0000 
           8     1.50000      COMB11 Combination         Max       0.000      47.012  -5.986E-04      0.0000 
           8     1.50000      COMB11 Combination         Max       0.000      14.220  -5.986E-04      0.0000 
           8     2.00000      COMB11 Combination         Max       0.000      24.758  -5.986E-04      0.0000 
           8     2.00000      COMB11 Combination         Max       0.000      -8.016  -5.986E-04      0.0000 
           8     2.35000      COMB11 Combination         Max       0.000      -0.640  -5.986E-04      0.0000 
           8     0.15000      COMB11 Combination         Min       0.000      84.240  -5.986E-04      0.0000 
           8     0.50000      COMB11 Combination         Min       0.000      91.616  -5.986E-04      0.0000 
           8     0.50000      COMB11 Combination         Min       0.000      58.758  -5.986E-04      0.0000 
           8     1.00000      COMB11 Combination         Min       0.000      69.296  -5.986E-04      0.0000 
           8     1.00000      COMB11 Combination         Min       0.000      36.474  -5.986E-04      0.0000 
           8     1.25000      COMB11 Combination         Min       0.000      41.743  -5.986E-04      0.0000 
           8     1.50000      COMB11 Combination         Min       0.000      47.012  -5.986E-04      0.0000 
           8     1.50000      COMB11 Combination         Min       0.000      14.220  -5.986E-04      0.0000 
           8     2.00000      COMB11 Combination         Min       0.000      24.758  -5.986E-04      0.0000 
           8     2.00000      COMB11 Combination         Min       0.000      -8.016  -5.986E-04      0.0000 
           8     2.35000      COMB11 Combination         Min       0.000      -0.640  -5.986E-04      0.0000 
           8     0.15000      COMB12 Combination         Max       0.000      81.450      -0.026      0.0000 
           8     0.50000      COMB12 Combination         Max       0.000      88.827      -0.026      0.0000 
           8     0.50000      COMB12 Combination         Max       0.000      56.028      -0.026      0.0000 
           8     1.00000      COMB12 Combination         Max       0.000      66.566      -0.026      0.0000 
           8     1.00000      COMB12 Combination         Max       0.000      33.802      -0.026      0.0000 
           8     1.25000      COMB12 Combination         Max       0.000      39.070      -0.026      0.0000 
           8     1.50000      COMB12 Combination         Max       0.000      44.339      -0.026      0.0000 
           8     1.50000      COMB12 Combination         Max       0.000      11.603      -0.026      0.0000 
           8     2.00000      COMB12 Combination         Max       0.000      22.141      -0.026      0.0000 
           8     2.00000      COMB12 Combination         Max       0.000     -10.579      -0.026      0.0000 
           8     2.35000      COMB12 Combination         Max       0.000      -3.202      -0.026      0.0000 
           8     0.15000      COMB12 Combination         Min       0.000      81.450      -0.026      0.0000 
           8     0.50000      COMB12 Combination         Min       0.000      88.827      -0.026      0.0000 
           8     0.50000      COMB12 Combination         Min       0.000      56.028      -0.026      0.0000 
           8     1.00000      COMB12 Combination         Min       0.000      66.566      -0.026      0.0000 
           8     1.00000      COMB12 Combination         Min       0.000      33.802      -0.026      0.0000 
           8     1.25000      COMB12 Combination         Min       0.000      39.070      -0.026      0.0000 
           8     1.50000      COMB12 Combination         Min       0.000      44.339      -0.026      0.0000 
           8     1.50000      COMB12 Combination         Min       0.000      11.603      -0.026      0.0000 
           8     2.00000      COMB12 Combination         Min       0.000      22.141      -0.026      0.0000 
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           8     2.00000      COMB12 Combination         Min       0.000     -10.579      -0.026      0.0000 
           8     2.35000      COMB12 Combination         Min       0.000      -3.202      -0.026      0.0000 
           8     0.15000      COMB13 Combination         Max       1.107      90.916       0.166      0.0000 
           8     0.50000      COMB13 Combination         Max       1.107      98.292       0.166      0.0000 
           8     0.50000      COMB13 Combination         Max       0.690      64.773       0.113      0.0000 
           8     1.00000      COMB13 Combination         Max       0.690      75.310       0.113      0.0000 
           8     1.00000      COMB13 Combination         Max   4.106E-07      41.831       0.053      0.0000 
           8     1.25000      COMB13 Combination         Max   4.106E-07      47.099       0.053      0.0000 
           8     1.50000      COMB13 Combination         Max   4.106E-07      52.368       0.053      0.0000 
           8     1.50000      COMB13 Combination         Max       0.690      18.922       0.127      0.0000 
           8     2.00000      COMB13 Combination         Max       0.690      29.460       0.127      0.0000 
           8     2.00000      COMB13 Combination         Max       1.107      -3.965       0.175      0.0000 
           8     2.35000      COMB13 Combination         Max       1.107       3.411       0.175      0.0000 
           8     0.15000      COMB13 Combination         Min      -1.107      83.911      -0.167      0.0000 
           8     0.50000      COMB13 Combination         Min      -1.107      91.287      -0.167      0.0000 
           8     0.50000      COMB13 Combination         Min      -0.690      57.759      -0.114      0.0000 
           8     1.00000      COMB13 Combination         Min      -0.690      68.297      -0.114      0.0000 
           8     1.00000      COMB13 Combination         Min  -4.106E-07      34.804      -0.054      0.0000 
           8     1.25000      COMB13 Combination         Min  -4.106E-07      40.073      -0.054      0.0000 
           8     1.50000      COMB13 Combination         Min  -4.106E-07      45.342      -0.054      0.0000 
           8     1.50000      COMB13 Combination         Min      -0.690      11.879      -0.128      0.0000 
           8     2.00000      COMB13 Combination         Min      -0.690      22.416      -0.128      0.0000 
           8     2.00000      COMB13 Combination         Min      -1.107     -11.030      -0.176      0.0000 
           8     2.35000      COMB13 Combination         Min      -1.107      -3.654      -0.176      0.0000 
           8     0.15000      COMB14 Combination         Max       0.127      96.001       0.937      0.0000 
           8     0.50000      COMB14 Combination         Max       0.127     103.378       0.937      0.0000 
           8     0.50000      COMB14 Combination         Max       0.079      69.673       0.647      0.0000 
           8     1.00000      COMB14 Combination         Max       0.079      80.210       0.647      0.0000 
           8     1.00000      COMB14 Combination         Max   6.286E-07      46.548       0.080      0.0000 
           8     1.25000      COMB14 Combination         Max   6.286E-07      51.817       0.080      0.0000 
           8     1.50000      COMB14 Combination         Max   6.286E-07      57.086       0.080      0.0000 
           8     1.50000      COMB14 Combination         Max       0.079      23.461       0.641      0.0000 
           8     2.00000      COMB14 Combination         Max       0.079      33.999       0.641      0.0000 
           8     2.00000      COMB14 Combination         Max       0.127       0.398       0.937      0.0000 
           8     2.35000      COMB14 Combination         Max       0.127       7.774       0.937      0.0000 
           8     0.15000      COMB14 Combination         Min      -0.127      78.826      -0.938      0.0000 
           8     0.50000      COMB14 Combination         Min      -0.127      86.202      -0.938      0.0000 
           8     0.50000      COMB14 Combination         Min      -0.079      52.859      -0.648      0.0000 
           8     1.00000      COMB14 Combination         Min      -0.079      63.397      -0.648      0.0000 
           8     1.00000      COMB14 Combination         Min  -6.286E-07      30.087      -0.081      0.0000 
           8     1.25000      COMB14 Combination         Min  -6.286E-07      35.355      -0.081      0.0000 
           8     1.50000      COMB14 Combination         Min  -6.286E-07      40.624      -0.081      0.0000 
           8     1.50000      COMB14 Combination         Min      -0.079       7.340      -0.642      0.0000 
           8     2.00000      COMB14 Combination         Min      -0.079      17.877      -0.642      0.0000 
           8     2.00000      COMB14 Combination         Min      -0.127     -15.394      -0.938      0.0000 
           8     2.35000      COMB14 Combination         Min      -0.127      -8.017      -0.938      0.0000 
           8     0.15000         INV Combination         Max       1.107      96.001       0.937      0.0000 
           8     0.50000         INV Combination         Max       1.107     103.378       0.937      0.0000 
           8     0.50000         INV Combination         Max       0.690      69.673       0.647      0.0000 
           8     1.00000         INV Combination         Max       0.690      80.210       0.647      0.0000 
           8     1.00000         INV Combination         Max   6.286E-07      46.548       0.080      0.0000 
           8     1.25000         INV Combination         Max   6.286E-07      51.817       0.080      0.0000 
           8     1.50000         INV Combination         Max   6.286E-07      57.086       0.080      0.0000 
           8     1.50000         INV Combination         Max       0.690      23.461       0.641      0.0000 
           8     2.00000         INV Combination         Max       0.690      33.999       0.641      0.0000 
           8     2.00000         INV Combination         Max       1.107       0.398       0.937      0.0000 
           8     2.35000         INV Combination         Max       1.107       7.774       0.937      0.0000 
           8     0.15000         INV Combination         Min      -1.107      60.971      -0.938      0.0000 
           8     0.50000         INV Combination         Min      -1.107      68.347      -0.938      0.0000 
           8     0.50000         INV Combination         Min      -0.690      38.337      -0.648      0.0000 
           8     1.00000         INV Combination         Min      -0.690      48.875      -0.648      0.0000 
           8     1.00000         INV Combination         Min  -6.286E-07      18.888      -0.081      0.0000 
           8     1.25000         INV Combination         Min  -6.286E-07      24.157      -0.081      0.0000 
           8     1.50000         INV Combination         Min  -6.286E-07      29.425      -0.081      0.0000 
           8     1.50000         INV Combination         Min      -0.690      -0.544      -0.642      0.0000 
           8     2.00000         INV Combination         Min      -0.690       9.994      -0.642      0.0000 
           8     2.00000         INV Combination         Min      -1.107     -19.968      -0.938      0.0000 
           8     2.35000         INV Combination         Min      -1.107     -12.592      -0.938      0.0000 
           9     0.15000          PP   LinStatic                   0.000      71.788  -3.122E-05      0.0000 
           9     0.50000          PP   LinStatic                   0.000      77.414  -3.122E-05      0.0000 
           9     0.50000          PP   LinStatic                   0.000      53.227  -3.122E-05      0.0000 
           9     1.00000          PP   LinStatic                   0.000      61.265  -3.122E-05      0.0000 
           9     1.00000          PP   LinStatic                   0.000      37.111  -3.122E-05      0.0000 
           9     1.25000          PP   LinStatic                   0.000      41.130  -3.122E-05      0.0000 
           9     1.50000          PP   LinStatic                   0.000      45.148  -3.122E-05      0.0000 
           9     1.50000          PP   LinStatic                   0.000      21.024  -3.122E-05      0.0000 
           9     2.00000          PP   LinStatic                   0.000      29.062  -3.122E-05      0.0000 
           9     2.00000          PP   LinStatic                   0.000       4.958  -3.122E-05      0.0000 
           9     2.35000          PP   LinStatic                   0.000      10.584  -3.122E-05      0.0000 
           9     0.15000        PERM   LinStatic                   0.000      37.540  -2.694E-04      0.0000 
           9     0.50000        PERM   LinStatic                   0.000      39.290  -2.694E-04      0.0000 
           9     0.50000        PERM   LinStatic                   0.000      32.813  -2.694E-04      0.0000 
           9     1.00000        PERM   LinStatic                   0.000      35.313  -2.694E-04      0.0000 
           9     1.00000        PERM   LinStatic                   0.000      28.856  -2.694E-04      0.0000 
           9     1.25000        PERM   LinStatic                   0.000      30.106  -2.694E-04      0.0000 
           9     1.50000        PERM   LinStatic                   0.000      31.356  -2.694E-04      0.0000 
           9     1.50000        PERM   LinStatic                   0.000      24.922  -2.694E-04      0.0000 
           9     2.00000        PERM   LinStatic                   0.000      27.422  -2.694E-04      0.0000 
           9     2.00000        PERM   LinStatic                   0.000      21.005  -2.694E-04      0.0000 
           9     2.35000        PERM   LinStatic                   0.000      22.755  -2.694E-04      0.0000 
           9     0.15000        NEVE   LinStatic                   0.000      26.027  -1.843E-04      0.0000 
           9     0.50000        NEVE   LinStatic                   0.000      26.027  -1.843E-04      0.0000 
           9     0.50000        NEVE   LinStatic                   0.000      23.306  -1.843E-04      0.0000 
           9     1.00000        NEVE   LinStatic                   0.000      23.306  -1.843E-04      0.0000 
           9     1.00000        NEVE   LinStatic                   0.000      20.599  -1.843E-04      0.0000 
           9     1.25000        NEVE   LinStatic                   0.000      20.599  -1.843E-04      0.0000 
           9     1.50000        NEVE   LinStatic                   0.000      20.599  -1.843E-04      0.0000 
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           9     1.50000        NEVE   LinStatic                   0.000      17.907  -1.843E-04      0.0000 
           9     2.00000        NEVE   LinStatic                   0.000      17.907  -1.843E-04      0.0000 
           9     2.00000        NEVE   LinStatic                   0.000      15.227  -1.843E-04      0.0000 
           9     2.35000        NEVE   LinStatic                   0.000      15.227  -1.843E-04      0.0000 
           9     0.15000      VENTOX   LinStatic                   0.000      -6.178  -1.088E-04      0.0000 
           9     0.50000      VENTOX   LinStatic                   0.000      -6.178  -1.088E-04      0.0000 
           9     0.50000      VENTOX   LinStatic                   0.000      -5.507  -1.088E-04      0.0000 
           9     1.00000      VENTOX   LinStatic                   0.000      -5.507  -1.088E-04      0.0000 
           9     1.00000      VENTOX   LinStatic                   0.000      -4.839  -1.088E-04      0.0000 
           9     1.25000      VENTOX   LinStatic                   0.000      -4.839  -1.088E-04      0.0000 
           9     1.50000      VENTOX   LinStatic                   0.000      -4.839  -1.088E-04      0.0000 
           9     1.50000      VENTOX   LinStatic                   0.000      -4.174  -1.088E-04      0.0000 
           9     2.00000      VENTOX   LinStatic                   0.000      -4.174  -1.088E-04      0.0000 
           9     2.00000      VENTOX   LinStatic                   0.000      -3.512  -1.088E-04      0.0000 
           9     2.35000      VENTOX   LinStatic                   0.000      -3.512  -1.088E-04      0.0000 
           9     0.15000      VENTOY   LinStatic                   0.000      -9.229      -0.026      0.0000 
           9     0.50000      VENTOY   LinStatic                   0.000      -9.229      -0.026      0.0000 
           9     0.50000      VENTOY   LinStatic                   0.000      -8.506      -0.026      0.0000 
           9     1.00000      VENTOY   LinStatic                   0.000      -8.506      -0.026      0.0000 
           9     1.00000      VENTOY   LinStatic                   0.000      -7.788      -0.026      0.0000 
           9     1.25000      VENTOY   LinStatic                   0.000      -7.788      -0.026      0.0000 
           9     1.50000      VENTOY   LinStatic                   0.000      -7.788      -0.026      0.0000 
           9     1.50000      VENTOY   LinStatic                   0.000      -7.075      -0.026      0.0000 
           9     2.00000      VENTOY   LinStatic                   0.000      -7.075      -0.026      0.0000 
           9     2.00000      VENTOY   LinStatic                   0.000      -6.368      -0.026      0.0000 
           9     2.35000      VENTOY   LinStatic                   0.000      -6.368      -0.026      0.0000 
           9     0.15000      SISMAX LinRespSpec         Max       1.095       3.829       0.219      0.0000 
           9     0.50000      SISMAX LinRespSpec         Max       1.095       3.829       0.219      0.0000 
           9     0.50000      SISMAX LinRespSpec         Max       0.682       3.842       0.147      0.0000 
           9     1.00000      SISMAX LinRespSpec         Max       0.682       3.842       0.147      0.0000 
           9     1.00000      SISMAX LinRespSpec         Max   4.308E-07       3.858       0.069      0.0000 
           9     1.25000      SISMAX LinRespSpec         Max   4.308E-07       3.858       0.069      0.0000 
           9     1.50000      SISMAX LinRespSpec         Max   4.308E-07       3.858       0.069      0.0000 
           9     1.50000      SISMAX LinRespSpec         Max       0.682       3.876       0.168      0.0000 
           9     2.00000      SISMAX LinRespSpec         Max       0.682       3.876       0.168      0.0000 
           9     2.00000      SISMAX LinRespSpec         Max       1.095       3.897       0.230      0.0000 
           9     2.35000      SISMAX LinRespSpec         Max       1.095       3.897       0.230      0.0000 
           9     0.15000      SISMAY LinRespSpec         Max       0.142       9.773       0.914      0.0000 
           9     0.50000      SISMAY LinRespSpec         Max       0.142       9.773       0.914      0.0000 
           9     0.50000      SISMAY LinRespSpec         Max       0.089       9.613       0.640      0.0000 
           9     1.00000      SISMAY LinRespSpec         Max       0.089       9.613       0.640      0.0000 
           9     1.00000      SISMAY LinRespSpec         Max   7.016E-07       9.459       0.100      0.0000 
           9     1.25000      SISMAY LinRespSpec         Max   7.016E-07       9.459       0.100      0.0000 
           9     1.50000      SISMAY LinRespSpec         Max   7.016E-07       9.459       0.100      0.0000 
           9     1.50000      SISMAY LinRespSpec         Max       0.089       9.311       0.616      0.0000 
           9     2.00000      SISMAY LinRespSpec         Max       0.089       9.311       0.616      0.0000 
           9     2.00000      SISMAY LinRespSpec         Max       0.142       9.169       0.909      0.0000 
           9     2.35000      SISMAY LinRespSpec         Max       0.142       9.169       0.909      0.0000 
           9     0.15000        TERM   LinStatic                   0.000      -2.324  -6.024E-05      0.0000 
           9     0.50000        TERM   LinStatic                   0.000      -2.324  -6.024E-05      0.0000 
           9     0.50000        TERM   LinStatic                   0.000      -2.313  -6.024E-05      0.0000 
           9     1.00000        TERM   LinStatic                   0.000      -2.313  -6.024E-05      0.0000 
           9     1.00000        TERM   LinStatic                   0.000      -2.304  -6.024E-05      0.0000 
           9     1.25000        TERM   LinStatic                   0.000      -2.304  -6.024E-05      0.0000 
           9     1.50000        TERM   LinStatic                   0.000      -2.304  -6.024E-05      0.0000 
           9     1.50000        TERM   LinStatic                   0.000      -2.296  -6.024E-05      0.0000 
           9     2.00000        TERM   LinStatic                   0.000      -2.296  -6.024E-05      0.0000 
           9     2.00000        TERM   LinStatic                   0.000      -2.290  -6.024E-05      0.0000 
           9     2.35000        TERM   LinStatic                   0.000      -2.290  -6.024E-05      0.0000 
           9     0.15000       COMB1 Combination         Max       0.000     107.004  -3.608E-04      0.0000 
           9     0.50000       COMB1 Combination         Max       0.000     114.380  -3.608E-04      0.0000 
           9     0.50000       COMB1 Combination         Max       0.000      83.727  -3.608E-04      0.0000 
           9     1.00000       COMB1 Combination         Max       0.000      94.264  -3.608E-04      0.0000 
           9     1.00000       COMB1 Combination         Max       0.000      63.663  -3.608E-04      0.0000 
           9     1.25000       COMB1 Combination         Max       0.000      68.932  -3.608E-04      0.0000 
           9     1.50000       COMB1 Combination         Max       0.000      74.201  -3.608E-04      0.0000 
           9     1.50000       COMB1 Combination         Max       0.000      43.650  -3.608E-04      0.0000 
           9     2.00000       COMB1 Combination         Max       0.000      54.188  -3.608E-04      0.0000 
           9     2.00000       COMB1 Combination         Max       0.000      23.673  -3.608E-04      0.0000 
           9     2.35000       COMB1 Combination         Max       0.000      31.049  -3.608E-04      0.0000 
           9     0.15000       COMB1 Combination         Min       0.000     107.004  -3.608E-04      0.0000 
           9     0.50000       COMB1 Combination         Min       0.000     114.380  -3.608E-04      0.0000 
           9     0.50000       COMB1 Combination         Min       0.000      83.727  -3.608E-04      0.0000 
           9     1.00000       COMB1 Combination         Min       0.000      94.264  -3.608E-04      0.0000 
           9     1.00000       COMB1 Combination         Min       0.000      63.663  -3.608E-04      0.0000 
           9     1.25000       COMB1 Combination         Min       0.000      68.932  -3.608E-04      0.0000 
           9     1.50000       COMB1 Combination         Min       0.000      74.201  -3.608E-04      0.0000 
           9     1.50000       COMB1 Combination         Min       0.000      43.650  -3.608E-04      0.0000 
           9     2.00000       COMB1 Combination         Min       0.000      54.188  -3.608E-04      0.0000 
           9     2.00000       COMB1 Combination         Min       0.000      23.673  -3.608E-04      0.0000 
           9     2.35000       COMB1 Combination         Min       0.000      31.049  -3.608E-04      0.0000 
           9     0.15000       COMB2 Combination         Max       0.000     133.032  -5.451E-04      0.0000 
           9     0.50000       COMB2 Combination         Max       0.000     140.408  -5.451E-04      0.0000 
           9     0.50000       COMB2 Combination         Max       0.000     107.033  -5.451E-04      0.0000 
           9     1.00000       COMB2 Combination         Max       0.000     117.570  -5.451E-04      0.0000 
           9     1.00000       COMB2 Combination         Max       0.000      84.262  -5.451E-04      0.0000 
           9     1.25000       COMB2 Combination         Max       0.000      89.531  -5.451E-04      0.0000 
           9     1.50000       COMB2 Combination         Max       0.000      94.800  -5.451E-04      0.0000 
           9     1.50000       COMB2 Combination         Max       0.000      61.557  -5.451E-04      0.0000 
           9     2.00000       COMB2 Combination         Max       0.000      72.094  -5.451E-04      0.0000 
           9     2.00000       COMB2 Combination         Max       0.000      38.900  -5.451E-04      0.0000 
           9     2.35000       COMB2 Combination         Max       0.000      46.276  -5.451E-04      0.0000 
           9     0.15000       COMB2 Combination         Min       0.000     133.032  -5.451E-04      0.0000 
           9     0.50000       COMB2 Combination         Min       0.000     140.408  -5.451E-04      0.0000 
           9     0.50000       COMB2 Combination         Min       0.000     107.033  -5.451E-04      0.0000 
           9     1.00000       COMB2 Combination         Min       0.000     117.570  -5.451E-04      0.0000 
           9     1.00000       COMB2 Combination         Min       0.000      84.262  -5.451E-04      0.0000 
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           9     1.25000       COMB2 Combination         Min       0.000      89.531  -5.451E-04      0.0000 
           9     1.50000       COMB2 Combination         Min       0.000      94.800  -5.451E-04      0.0000 
           9     1.50000       COMB2 Combination         Min       0.000      61.557  -5.451E-04      0.0000 
           9     2.00000       COMB2 Combination         Min       0.000      72.094  -5.451E-04      0.0000 
           9     2.00000       COMB2 Combination         Min       0.000      38.900  -5.451E-04      0.0000 
           9     2.35000       COMB2 Combination         Min       0.000      46.276  -5.451E-04      0.0000 
           9     0.15000       COMB3 Combination         Max       0.000     100.826  -4.697E-04      0.0000 
           9     0.50000       COMB3 Combination         Max       0.000     108.202  -4.697E-04      0.0000 
           9     0.50000       COMB3 Combination         Max       0.000      78.220  -4.697E-04      0.0000 
           9     1.00000       COMB3 Combination         Max       0.000      88.758  -4.697E-04      0.0000 
           9     1.00000       COMB3 Combination         Max       0.000      58.825  -4.697E-04      0.0000 
           9     1.25000       COMB3 Combination         Max       0.000      64.093  -4.697E-04      0.0000 
           9     1.50000       COMB3 Combination         Max       0.000      69.362  -4.697E-04      0.0000 
           9     1.50000       COMB3 Combination         Max       0.000      39.476  -4.697E-04      0.0000 
           9     2.00000       COMB3 Combination         Max       0.000      50.013  -4.697E-04      0.0000 
           9     2.00000       COMB3 Combination         Max       0.000      20.161  -4.697E-04      0.0000 
           9     2.35000       COMB3 Combination         Max       0.000      27.537  -4.697E-04      0.0000 
           9     0.15000       COMB3 Combination         Min       0.000     100.826  -4.697E-04      0.0000 
           9     0.50000       COMB3 Combination         Min       0.000     108.202  -4.697E-04      0.0000 
           9     0.50000       COMB3 Combination         Min       0.000      78.220  -4.697E-04      0.0000 
           9     1.00000       COMB3 Combination         Min       0.000      88.758  -4.697E-04      0.0000 
           9     1.00000       COMB3 Combination         Min       0.000      58.825  -4.697E-04      0.0000 
           9     1.25000       COMB3 Combination         Min       0.000      64.093  -4.697E-04      0.0000 
           9     1.50000       COMB3 Combination         Min       0.000      69.362  -4.697E-04      0.0000 
           9     1.50000       COMB3 Combination         Min       0.000      39.476  -4.697E-04      0.0000 
           9     2.00000       COMB3 Combination         Min       0.000      50.013  -4.697E-04      0.0000 
           9     2.00000       COMB3 Combination         Min       0.000      20.161  -4.697E-04      0.0000 
           9     2.35000       COMB3 Combination         Min       0.000      27.537  -4.697E-04      0.0000 
           9     0.15000       COMB4 Combination         Max       0.000      97.775      -0.027      0.0000 
           9     0.50000       COMB4 Combination         Max       0.000     105.151      -0.027      0.0000 
           9     0.50000       COMB4 Combination         Max       0.000      75.221      -0.027      0.0000 
           9     1.00000       COMB4 Combination         Max       0.000      85.758      -0.027      0.0000 
           9     1.00000       COMB4 Combination         Max       0.000      55.876      -0.027      0.0000 
           9     1.25000       COMB4 Combination         Max       0.000      61.144      -0.027      0.0000 
           9     1.50000       COMB4 Combination         Max       0.000      66.413      -0.027      0.0000 
           9     1.50000       COMB4 Combination         Max       0.000      36.575      -0.027      0.0000 
           9     2.00000       COMB4 Combination         Max       0.000      47.112      -0.027      0.0000 
           9     2.00000       COMB4 Combination         Max       0.000      17.305      -0.027      0.0000 
           9     2.35000       COMB4 Combination         Max       0.000      24.682      -0.027      0.0000 
           9     0.15000       COMB4 Combination         Min       0.000      97.775      -0.027      0.0000 
           9     0.50000       COMB4 Combination         Min       0.000     105.151      -0.027      0.0000 
           9     0.50000       COMB4 Combination         Min       0.000      75.221      -0.027      0.0000 
           9     1.00000       COMB4 Combination         Min       0.000      85.758      -0.027      0.0000 
           9     1.00000       COMB4 Combination         Min       0.000      55.876      -0.027      0.0000 
           9     1.25000       COMB4 Combination         Min       0.000      61.144      -0.027      0.0000 
           9     1.50000       COMB4 Combination         Min       0.000      66.413      -0.027      0.0000 
           9     1.50000       COMB4 Combination         Min       0.000      36.575      -0.027      0.0000 
           9     2.00000       COMB4 Combination         Min       0.000      47.112      -0.027      0.0000 
           9     2.00000       COMB4 Combination         Min       0.000      17.305      -0.027      0.0000 
           9     2.35000       COMB4 Combination         Min       0.000      24.682      -0.027      0.0000 
           9     0.15000       COMB5 Combination         Max       0.000     126.853  -6.540E-04      0.0000 
           9     0.50000       COMB5 Combination         Max       0.000     134.230  -6.540E-04      0.0000 
           9     0.50000       COMB5 Combination         Max       0.000     101.526  -6.540E-04      0.0000 
           9     1.00000       COMB5 Combination         Max       0.000     112.064  -6.540E-04      0.0000 
           9     1.00000       COMB5 Combination         Max       0.000      79.424  -6.540E-04      0.0000 
           9     1.25000       COMB5 Combination         Max       0.000      84.692  -6.540E-04      0.0000 
           9     1.50000       COMB5 Combination         Max       0.000      89.961  -6.540E-04      0.0000 
           9     1.50000       COMB5 Combination         Max       0.000      57.383  -6.540E-04      0.0000 
           9     2.00000       COMB5 Combination         Max       0.000      67.920  -6.540E-04      0.0000 
           9     2.00000       COMB5 Combination         Max       0.000      35.387  -6.540E-04      0.0000 
           9     2.35000       COMB5 Combination         Max       0.000      42.764  -6.540E-04      0.0000 
           9     0.15000       COMB5 Combination         Min       0.000     126.853  -6.540E-04      0.0000 
           9     0.50000       COMB5 Combination         Min       0.000     134.230  -6.540E-04      0.0000 
           9     0.50000       COMB5 Combination         Min       0.000     101.526  -6.540E-04      0.0000 
           9     1.00000       COMB5 Combination         Min       0.000     112.064  -6.540E-04      0.0000 
           9     1.00000       COMB5 Combination         Min       0.000      79.424  -6.540E-04      0.0000 
           9     1.25000       COMB5 Combination         Min       0.000      84.692  -6.540E-04      0.0000 
           9     1.50000       COMB5 Combination         Min       0.000      89.961  -6.540E-04      0.0000 
           9     1.50000       COMB5 Combination         Min       0.000      57.383  -6.540E-04      0.0000 
           9     2.00000       COMB5 Combination         Min       0.000      67.920  -6.540E-04      0.0000 
           9     2.00000       COMB5 Combination         Min       0.000      35.387  -6.540E-04      0.0000 
           9     2.35000       COMB5 Combination         Min       0.000      42.764  -6.540E-04      0.0000 
           9     0.15000       COMB6 Combination         Max       0.000     123.802      -0.027      0.0000 
           9     0.50000       COMB6 Combination         Max       0.000     131.179      -0.027      0.0000 
           9     0.50000       COMB6 Combination         Max       0.000      98.527      -0.027      0.0000 
           9     1.00000       COMB6 Combination         Max       0.000     109.064      -0.027      0.0000 
           9     1.00000       COMB6 Combination         Max       0.000      76.475      -0.027      0.0000 
           9     1.25000       COMB6 Combination         Max       0.000      81.743      -0.027      0.0000 
           9     1.50000       COMB6 Combination         Max       0.000      87.012      -0.027      0.0000 
           9     1.50000       COMB6 Combination         Max       0.000      54.482      -0.027      0.0000 
           9     2.00000       COMB6 Combination         Max       0.000      65.019      -0.027      0.0000 
           9     2.00000       COMB6 Combination         Max       0.000      32.532      -0.027      0.0000 
           9     2.35000       COMB6 Combination         Max       0.000      39.909      -0.027      0.0000 
           9     0.15000       COMB6 Combination         Min       0.000     123.802      -0.027      0.0000 
           9     0.50000       COMB6 Combination         Min       0.000     131.179      -0.027      0.0000 
           9     0.50000       COMB6 Combination         Min       0.000      98.527      -0.027      0.0000 
           9     1.00000       COMB6 Combination         Min       0.000     109.064      -0.027      0.0000 
           9     1.00000       COMB6 Combination         Min       0.000      76.475      -0.027      0.0000 
           9     1.25000       COMB6 Combination         Min       0.000      81.743      -0.027      0.0000 
           9     1.50000       COMB6 Combination         Min       0.000      87.012      -0.027      0.0000 
           9     1.50000       COMB6 Combination         Min       0.000      54.482      -0.027      0.0000 
           9     2.00000       COMB6 Combination         Min       0.000      65.019      -0.027      0.0000 
           9     2.00000       COMB6 Combination         Min       0.000      32.532      -0.027      0.0000 
           9     2.35000       COMB6 Combination         Min       0.000      39.909      -0.027      0.0000 
           9     0.15000       COMB7 Combination         Max       0.000     111.652  -2.404E-04      0.0000 
           9     0.50000       COMB7 Combination         Max       0.000     119.028  -2.404E-04      0.0000 
           9     0.50000       COMB7 Combination         Max       0.000      88.353  -2.404E-04      0.0000 
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           9     1.00000       COMB7 Combination         Max       0.000      98.891  -2.404E-04      0.0000 
           9     1.00000       COMB7 Combination         Max       0.000      68.271  -2.404E-04      0.0000 
           9     1.25000       COMB7 Combination         Max       0.000      73.540  -2.404E-04      0.0000 
           9     1.50000       COMB7 Combination         Max       0.000      78.808  -2.404E-04      0.0000 
           9     1.50000       COMB7 Combination         Max       0.000      48.242  -2.404E-04      0.0000 
           9     2.00000       COMB7 Combination         Max       0.000      58.779  -2.404E-04      0.0000 
           9     2.00000       COMB7 Combination         Max       0.000      28.252  -2.404E-04      0.0000 
           9     2.35000       COMB7 Combination         Max       0.000      35.629  -2.404E-04      0.0000 
           9     0.15000       COMB7 Combination         Min       0.000     111.652  -2.404E-04      0.0000 
           9     0.50000       COMB7 Combination         Min       0.000     119.028  -2.404E-04      0.0000 
           9     0.50000       COMB7 Combination         Min       0.000      88.353  -2.404E-04      0.0000 
           9     1.00000       COMB7 Combination         Min       0.000      98.891  -2.404E-04      0.0000 
           9     1.00000       COMB7 Combination         Min       0.000      68.271  -2.404E-04      0.0000 
           9     1.25000       COMB7 Combination         Min       0.000      73.540  -2.404E-04      0.0000 
           9     1.50000       COMB7 Combination         Min       0.000      78.808  -2.404E-04      0.0000 
           9     1.50000       COMB7 Combination         Min       0.000      48.242  -2.404E-04      0.0000 
           9     2.00000       COMB7 Combination         Min       0.000      58.779  -2.404E-04      0.0000 
           9     2.00000       COMB7 Combination         Min       0.000      28.252  -2.404E-04      0.0000 
           9     2.35000       COMB7 Combination         Min       0.000      35.629  -2.404E-04      0.0000 
           9     0.15000       COMB8 Combination         Max       0.000     137.680  -4.247E-04      0.0000 
           9     0.50000       COMB8 Combination         Max       0.000     145.056  -4.247E-04      0.0000 
           9     0.50000       COMB8 Combination         Max       0.000     111.659  -4.247E-04      0.0000 
           9     1.00000       COMB8 Combination         Max       0.000     122.197  -4.247E-04      0.0000 
           9     1.00000       COMB8 Combination         Max       0.000      88.870  -4.247E-04      0.0000 
           9     1.25000       COMB8 Combination         Max       0.000      94.139  -4.247E-04      0.0000 
           9     1.50000       COMB8 Combination         Max       0.000      99.407  -4.247E-04      0.0000 
           9     1.50000       COMB8 Combination         Max       0.000      66.149  -4.247E-04      0.0000 
           9     2.00000       COMB8 Combination         Max       0.000      76.686  -4.247E-04      0.0000 
           9     2.00000       COMB8 Combination         Max       0.000      43.479  -4.247E-04      0.0000 
           9     2.35000       COMB8 Combination         Max       0.000      50.856  -4.247E-04      0.0000 
           9     0.15000       COMB8 Combination         Min       0.000     137.680  -4.247E-04      0.0000 
           9     0.50000       COMB8 Combination         Min       0.000     145.056  -4.247E-04      0.0000 
           9     0.50000       COMB8 Combination         Min       0.000     111.659  -4.247E-04      0.0000 
           9     1.00000       COMB8 Combination         Min       0.000     122.197  -4.247E-04      0.0000 
           9     1.00000       COMB8 Combination         Min       0.000      88.870  -4.247E-04      0.0000 
           9     1.25000       COMB8 Combination         Min       0.000      94.139  -4.247E-04      0.0000 
           9     1.50000       COMB8 Combination         Min       0.000      99.407  -4.247E-04      0.0000 
           9     1.50000       COMB8 Combination         Min       0.000      66.149  -4.247E-04      0.0000 
           9     2.00000       COMB8 Combination         Min       0.000      76.686  -4.247E-04      0.0000 
           9     2.00000       COMB8 Combination         Min       0.000      43.479  -4.247E-04      0.0000 
           9     2.35000       COMB8 Combination         Min       0.000      50.856  -4.247E-04      0.0000 
           9     0.15000       COMB9 Combination         Max       0.000     105.474  -3.492E-04      0.0000 
           9     0.50000       COMB9 Combination         Max       0.000     112.850  -3.492E-04      0.0000 
           9     0.50000       COMB9 Combination         Max       0.000      82.846  -3.492E-04      0.0000 
           9     1.00000       COMB9 Combination         Max       0.000      93.384  -3.492E-04      0.0000 
           9     1.00000       COMB9 Combination         Max       0.000      63.432  -3.492E-04      0.0000 
           9     1.25000       COMB9 Combination         Max       0.000      68.701  -3.492E-04      0.0000 
           9     1.50000       COMB9 Combination         Max       0.000      73.970  -3.492E-04      0.0000 
           9     1.50000       COMB9 Combination         Max       0.000      44.068  -3.492E-04      0.0000 
           9     2.00000       COMB9 Combination         Max       0.000      54.605  -3.492E-04      0.0000 
           9     2.00000       COMB9 Combination         Max       0.000      24.740  -3.492E-04      0.0000 
           9     2.35000       COMB9 Combination         Max       0.000      32.116  -3.492E-04      0.0000 
           9     0.15000       COMB9 Combination         Min       0.000     105.474  -3.492E-04      0.0000 
           9     0.50000       COMB9 Combination         Min       0.000     112.850  -3.492E-04      0.0000 
           9     0.50000       COMB9 Combination         Min       0.000      82.846  -3.492E-04      0.0000 
           9     1.00000       COMB9 Combination         Min       0.000      93.384  -3.492E-04      0.0000 
           9     1.00000       COMB9 Combination         Min       0.000      63.432  -3.492E-04      0.0000 
           9     1.25000       COMB9 Combination         Min       0.000      68.701  -3.492E-04      0.0000 
           9     1.50000       COMB9 Combination         Min       0.000      73.970  -3.492E-04      0.0000 
           9     1.50000       COMB9 Combination         Min       0.000      44.068  -3.492E-04      0.0000 
           9     2.00000       COMB9 Combination         Min       0.000      54.605  -3.492E-04      0.0000 
           9     2.00000       COMB9 Combination         Min       0.000      24.740  -3.492E-04      0.0000 
           9     2.35000       COMB9 Combination         Min       0.000      32.116  -3.492E-04      0.0000 
           9     0.15000      COMB10 Combination         Max       0.000     102.423      -0.027      0.0000 
           9     0.50000      COMB10 Combination         Max       0.000     109.799      -0.027      0.0000 
           9     0.50000      COMB10 Combination         Max       0.000      79.847      -0.027      0.0000 
           9     1.00000      COMB10 Combination         Max       0.000      90.385      -0.027      0.0000 
           9     1.00000      COMB10 Combination         Max       0.000      60.483      -0.027      0.0000 
           9     1.25000      COMB10 Combination         Max       0.000      65.752      -0.027      0.0000 
           9     1.50000      COMB10 Combination         Max       0.000      71.021      -0.027      0.0000 
           9     1.50000      COMB10 Combination         Max       0.000      41.167      -0.027      0.0000 
           9     2.00000      COMB10 Combination         Max       0.000      51.704      -0.027      0.0000 
           9     2.00000      COMB10 Combination         Max       0.000      21.885      -0.027      0.0000 
           9     2.35000      COMB10 Combination         Max       0.000      29.261      -0.027      0.0000 
           9     0.15000      COMB10 Combination         Min       0.000     102.423      -0.027      0.0000 
           9     0.50000      COMB10 Combination         Min       0.000     109.799      -0.027      0.0000 
           9     0.50000      COMB10 Combination         Min       0.000      79.847      -0.027      0.0000 
           9     1.00000      COMB10 Combination         Min       0.000      90.385      -0.027      0.0000 
           9     1.00000      COMB10 Combination         Min       0.000      60.483      -0.027      0.0000 
           9     1.25000      COMB10 Combination         Min       0.000      65.752      -0.027      0.0000 
           9     1.50000      COMB10 Combination         Min       0.000      71.021      -0.027      0.0000 
           9     1.50000      COMB10 Combination         Min       0.000      41.167      -0.027      0.0000 
           9     2.00000      COMB10 Combination         Min       0.000      51.704      -0.027      0.0000 
           9     2.00000      COMB10 Combination         Min       0.000      21.885      -0.027      0.0000 
           9     2.35000      COMB10 Combination         Min       0.000      29.261      -0.027      0.0000 
           9     0.15000      COMB11 Combination         Max       0.000     131.501  -5.335E-04      0.0000 
           9     0.50000      COMB11 Combination         Max       0.000     138.878  -5.335E-04      0.0000 
           9     0.50000      COMB11 Combination         Max       0.000     106.152  -5.335E-04      0.0000 
           9     1.00000      COMB11 Combination         Max       0.000     116.690  -5.335E-04      0.0000 
           9     1.00000      COMB11 Combination         Max       0.000      84.031  -5.335E-04      0.0000 
           9     1.25000      COMB11 Combination         Max       0.000      89.300  -5.335E-04      0.0000 
           9     1.50000      COMB11 Combination         Max       0.000      94.569  -5.335E-04      0.0000 
           9     1.50000      COMB11 Combination         Max       0.000      61.975  -5.335E-04      0.0000 
           9     2.00000      COMB11 Combination         Max       0.000      72.512  -5.335E-04      0.0000 
           9     2.00000      COMB11 Combination         Max       0.000      39.967  -5.335E-04      0.0000 
           9     2.35000      COMB11 Combination         Max       0.000      47.343  -5.335E-04      0.0000 
           9     0.15000      COMB11 Combination         Min       0.000     131.501  -5.335E-04      0.0000 
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           9     0.50000      COMB11 Combination         Min       0.000     138.878  -5.335E-04      0.0000 
           9     0.50000      COMB11 Combination         Min       0.000     106.152  -5.335E-04      0.0000 
           9     1.00000      COMB11 Combination         Min       0.000     116.690  -5.335E-04      0.0000 
           9     1.00000      COMB11 Combination         Min       0.000      84.031  -5.335E-04      0.0000 
           9     1.25000      COMB11 Combination         Min       0.000      89.300  -5.335E-04      0.0000 
           9     1.50000      COMB11 Combination         Min       0.000      94.569  -5.335E-04      0.0000 
           9     1.50000      COMB11 Combination         Min       0.000      61.975  -5.335E-04      0.0000 
           9     2.00000      COMB11 Combination         Min       0.000      72.512  -5.335E-04      0.0000 
           9     2.00000      COMB11 Combination         Min       0.000      39.967  -5.335E-04      0.0000 
           9     2.35000      COMB11 Combination         Min       0.000      47.343  -5.335E-04      0.0000 
           9     0.15000      COMB12 Combination         Max       0.000     128.450      -0.027      0.0000 
           9     0.50000      COMB12 Combination         Max       0.000     135.827      -0.027      0.0000 
           9     0.50000      COMB12 Combination         Max       0.000     103.153      -0.027      0.0000 
           9     1.00000      COMB12 Combination         Max       0.000     113.691      -0.027      0.0000 
           9     1.00000      COMB12 Combination         Max       0.000      81.082      -0.027      0.0000 
           9     1.25000      COMB12 Combination         Max       0.000      86.351      -0.027      0.0000 
           9     1.50000      COMB12 Combination         Max       0.000      91.620      -0.027      0.0000 
           9     1.50000      COMB12 Combination         Max       0.000      59.073      -0.027      0.0000 
           9     2.00000      COMB12 Combination         Max       0.000      69.611      -0.027      0.0000 
           9     2.00000      COMB12 Combination         Max       0.000      37.112      -0.027      0.0000 
           9     2.35000      COMB12 Combination         Max       0.000      44.488      -0.027      0.0000 
           9     0.15000      COMB12 Combination         Min       0.000     128.450      -0.027      0.0000 
           9     0.50000      COMB12 Combination         Min       0.000     135.827      -0.027      0.0000 
           9     0.50000      COMB12 Combination         Min       0.000     103.153      -0.027      0.0000 
           9     1.00000      COMB12 Combination         Min       0.000     113.691      -0.027      0.0000 
           9     1.00000      COMB12 Combination         Min       0.000      81.082      -0.027      0.0000 
           9     1.25000      COMB12 Combination         Min       0.000      86.351      -0.027      0.0000 
           9     1.50000      COMB12 Combination         Min       0.000      91.620      -0.027      0.0000 
           9     1.50000      COMB12 Combination         Min       0.000      59.073      -0.027      0.0000 
           9     2.00000      COMB12 Combination         Min       0.000      69.611      -0.027      0.0000 
           9     2.00000      COMB12 Combination         Min       0.000      37.112      -0.027      0.0000 
           9     2.35000      COMB12 Combination         Min       0.000      44.488      -0.027      0.0000 
           9     0.15000      COMB13 Combination         Max       1.095     139.184       0.218      0.0000 
           9     0.50000      COMB13 Combination         Max       1.095     146.561       0.218      0.0000 
           9     0.50000      COMB13 Combination         Max       0.682     113.188       0.147      0.0000 
           9     1.00000      COMB13 Combination         Max       0.682     123.726       0.147      0.0000 
           9     1.00000      COMB13 Combination         Max   4.308E-07      90.424       0.068      0.0000 
           9     1.25000      COMB13 Combination         Max   4.308E-07      95.693       0.068      0.0000 
           9     1.50000      COMB13 Combination         Max   4.308E-07     100.962       0.068      0.0000 
           9     1.50000      COMB13 Combination         Max       0.682      67.729       0.167      0.0000 
           9     2.00000      COMB13 Combination         Max       0.682      78.267       0.167      0.0000 
           9     2.00000      COMB13 Combination         Max       1.095      45.087       0.230      0.0000 
           9     2.35000      COMB13 Combination         Max       1.095      52.463       0.230      0.0000 
           9     0.15000      COMB13 Combination         Min      -1.095     131.527      -0.219      0.0000 
           9     0.50000      COMB13 Combination         Min      -1.095     138.903      -0.219      0.0000 
           9     0.50000      COMB13 Combination         Min      -0.682     105.504      -0.148      0.0000 
           9     1.00000      COMB13 Combination         Min      -0.682     116.041      -0.148      0.0000 
           9     1.00000      COMB13 Combination         Min  -4.308E-07      82.708      -0.069      0.0000 
           9     1.25000      COMB13 Combination         Min  -4.308E-07      87.977      -0.069      0.0000 
           9     1.50000      COMB13 Combination         Min  -4.308E-07      93.246      -0.069      0.0000 
           9     1.50000      COMB13 Combination         Min      -0.682      59.977      -0.168      0.0000 
           9     2.00000      COMB13 Combination         Min      -0.682      70.514      -0.168      0.0000 
           9     2.00000      COMB13 Combination         Min      -1.095      37.293      -0.231      0.0000 
           9     2.35000      COMB13 Combination         Min      -1.095      44.669      -0.231      0.0000 
           9     0.15000      COMB14 Combination         Max       0.142     145.129       0.914      0.0000 
           9     0.50000      COMB14 Combination         Max       0.142     152.505       0.914      0.0000 
           9     0.50000      COMB14 Combination         Max       0.089     118.959       0.639      0.0000 
           9     1.00000      COMB14 Combination         Max       0.089     129.496       0.639      0.0000 
           9     1.00000      COMB14 Combination         Max   7.016E-07      96.025       0.099      0.0000 
           9     1.25000      COMB14 Combination         Max   7.016E-07     101.294       0.099      0.0000 
           9     1.50000      COMB14 Combination         Max   7.016E-07     106.562       0.099      0.0000 
           9     1.50000      COMB14 Combination         Max       0.089      73.164       0.615      0.0000 
           9     2.00000      COMB14 Combination         Max       0.089      83.702       0.615      0.0000 
           9     2.00000      COMB14 Combination         Max       0.142      50.359       0.909      0.0000 
           9     2.35000      COMB14 Combination         Max       0.142      57.735       0.909      0.0000 
           9     0.15000      COMB14 Combination         Min      -0.142     125.583      -0.915      0.0000 
           9     0.50000      COMB14 Combination         Min      -0.142     132.959      -0.915      0.0000 
           9     0.50000      COMB14 Combination         Min      -0.089      99.733      -0.640      0.0000 
           9     1.00000      COMB14 Combination         Min      -0.089     110.271      -0.640      0.0000 
           9     1.00000      COMB14 Combination         Min  -7.016E-07      77.107      -0.100      0.0000 
           9     1.25000      COMB14 Combination         Min  -7.016E-07      82.376      -0.100      0.0000 
           9     1.50000      COMB14 Combination         Min  -7.016E-07      87.645      -0.100      0.0000 
           9     1.50000      COMB14 Combination         Min      -0.089      54.542      -0.616      0.0000 
           9     2.00000      COMB14 Combination         Min      -0.089      65.079      -0.616      0.0000 
           9     2.00000      COMB14 Combination         Min      -0.142      32.020      -0.910      0.0000 
           9     2.35000      COMB14 Combination         Min      -0.142      39.397      -0.910      0.0000 
           9     0.15000         INV Combination         Max       1.095     145.129       0.914      0.0000 
           9     0.50000         INV Combination         Max       1.095     152.505       0.914      0.0000 
           9     0.50000         INV Combination         Max       0.682     118.959       0.639      0.0000 
           9     1.00000         INV Combination         Max       0.682     129.496       0.639      0.0000 
           9     1.00000         INV Combination         Max   7.016E-07      96.025       0.099      0.0000 
           9     1.25000         INV Combination         Max   7.016E-07     101.294       0.099      0.0000 
           9     1.50000         INV Combination         Max   7.016E-07     106.562       0.099      0.0000 
           9     1.50000         INV Combination         Max       0.682      73.164       0.615      0.0000 
           9     2.00000         INV Combination         Max       0.682      83.702       0.615      0.0000 
           9     2.00000         INV Combination         Max       1.095      50.359       0.909      0.0000 
           9     2.35000         INV Combination         Max       1.095      57.735       0.909      0.0000 
           9     0.15000         INV Combination         Min      -1.095      97.775      -0.915      0.0000 
           9     0.50000         INV Combination         Min      -1.095     105.151      -0.915      0.0000 
           9     0.50000         INV Combination         Min      -0.682      75.221      -0.640      0.0000 
           9     1.00000         INV Combination         Min      -0.682      85.758      -0.640      0.0000 
           9     1.00000         INV Combination         Min  -7.016E-07      55.876      -0.100      0.0000 
           9     1.25000         INV Combination         Min  -7.016E-07      61.144      -0.100      0.0000 
           9     1.50000         INV Combination         Min  -7.016E-07      66.413      -0.100      0.0000 
           9     1.50000         INV Combination         Min      -0.682      36.575      -0.616      0.0000 
           9     2.00000         INV Combination         Min      -0.682      47.112      -0.616      0.0000 
           9     2.00000         INV Combination         Min      -1.095      17.305      -0.910      0.0000 
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           9     2.35000         INV Combination         Min      -1.095      24.682      -0.910      0.0000 
          10     0.15000          PP   LinStatic                   0.000      48.636  -3.810E-04      0.0000 
          10     0.50000          PP   LinStatic                   0.000      54.262  -3.810E-04      0.0000 
          10     0.50000          PP   LinStatic                   0.000      30.180  -3.810E-04      0.0000 
          10     1.00000          PP   LinStatic                   0.000      38.217  -3.810E-04      0.0000 
          10     1.00000          PP   LinStatic                   0.000      14.153  -3.810E-04      0.0000 
          10     1.25000          PP   LinStatic                   0.000      18.172  -3.810E-04      0.0000 
          10     1.50000          PP   LinStatic                   0.000      22.191  -3.810E-04      0.0000 
          10     1.50000          PP   LinStatic                   0.000      -1.860  -3.810E-04      0.0000 
          10     2.00000          PP   LinStatic                   0.000       6.178  -3.810E-04      0.0000 
          10     2.00000          PP   LinStatic                   0.000     -17.868  -3.810E-04      0.0000 
          10     2.35000          PP   LinStatic                   0.000     -12.242  -3.810E-04      0.0000 
          10     0.15000        PERM   LinStatic                   0.000      33.307  -1.031E-03      0.0000 
          10     0.50000        PERM   LinStatic                   0.000      35.057  -1.031E-03      0.0000 
          10     0.50000        PERM   LinStatic                   0.000      28.661  -1.031E-03      0.0000 
          10     1.00000        PERM   LinStatic                   0.000      31.161  -1.031E-03      0.0000 
          10     1.00000        PERM   LinStatic                   0.000      24.783  -1.031E-03      0.0000 
          10     1.25000        PERM   LinStatic                   0.000      26.033  -1.031E-03      0.0000 
          10     1.50000        PERM   LinStatic                   0.000      27.283  -1.031E-03      0.0000 
          10     1.50000        PERM   LinStatic                   0.000      20.924  -1.031E-03      0.0000 
          10     2.00000        PERM   LinStatic                   0.000      23.424  -1.031E-03      0.0000 
          10     2.00000        PERM   LinStatic                   0.000      17.080  -1.031E-03      0.0000 
          10     2.35000        PERM   LinStatic                   0.000      18.830  -1.031E-03      0.0000 
          10     0.15000        NEVE   LinStatic                   0.000      23.131  -7.057E-04      0.0000 
          10     0.50000        NEVE   LinStatic                   0.000      23.131  -7.057E-04      0.0000 
          10     0.50000        NEVE   LinStatic                   0.000      20.465  -7.057E-04      0.0000 
          10     1.00000        NEVE   LinStatic                   0.000      20.465  -7.057E-04      0.0000 
          10     1.00000        NEVE   LinStatic                   0.000      17.812  -7.057E-04      0.0000 
          10     1.25000        NEVE   LinStatic                   0.000      17.812  -7.057E-04      0.0000 
          10     1.50000        NEVE   LinStatic                   0.000      17.812  -7.057E-04      0.0000 
          10     1.50000        NEVE   LinStatic                   0.000      15.172  -7.057E-04      0.0000 
          10     2.00000        NEVE   LinStatic                   0.000      15.172  -7.057E-04      0.0000 
          10     2.00000        NEVE   LinStatic                   0.000      12.542  -7.057E-04      0.0000 
          10     2.35000        NEVE   LinStatic                   0.000      12.542  -7.057E-04      0.0000 
          10     0.15000      VENTOX   LinStatic                   0.000      -5.580  -6.041E-06      0.0000 
          10     0.50000      VENTOX   LinStatic                   0.000      -5.580  -6.041E-06      0.0000 
          10     0.50000      VENTOX   LinStatic                   0.000      -4.921  -6.041E-06      0.0000 
          10     1.00000      VENTOX   LinStatic                   0.000      -4.921  -6.041E-06      0.0000 
          10     1.00000      VENTOX   LinStatic                   0.000      -4.266  -6.041E-06      0.0000 
          10     1.25000      VENTOX   LinStatic                   0.000      -4.266  -6.041E-06      0.0000 
          10     1.50000      VENTOX   LinStatic                   0.000      -4.266  -6.041E-06      0.0000 
          10     1.50000      VENTOX   LinStatic                   0.000      -3.614  -6.041E-06      0.0000 
          10     2.00000      VENTOX   LinStatic                   0.000      -3.614  -6.041E-06      0.0000 
          10     2.00000      VENTOX   LinStatic                   0.000      -2.964  -6.041E-06      0.0000 
          10     2.35000      VENTOX   LinStatic                   0.000      -2.964  -6.041E-06      0.0000 
          10     0.15000      VENTOY   LinStatic                   0.000      -8.465      -0.022      0.0000 
          10     0.50000      VENTOY   LinStatic                   0.000      -8.465      -0.022      0.0000 
          10     0.50000      VENTOY   LinStatic                   0.000      -7.763      -0.022      0.0000 
          10     1.00000      VENTOY   LinStatic                   0.000      -7.763      -0.022      0.0000 
          10     1.00000      VENTOY   LinStatic                   0.000      -7.066      -0.022      0.0000 
          10     1.25000      VENTOY   LinStatic                   0.000      -7.066      -0.022      0.0000 
          10     1.50000      VENTOY   LinStatic                   0.000      -7.066      -0.022      0.0000 
          10     1.50000      VENTOY   LinStatic                   0.000      -6.373      -0.022      0.0000 
          10     2.00000      VENTOY   LinStatic                   0.000      -6.373      -0.022      0.0000 
          10     2.00000      VENTOY   LinStatic                   0.000      -5.685      -0.022      0.0000 
          10     2.35000      VENTOY   LinStatic                   0.000      -5.685      -0.022      0.0000 
          10     0.15000      SISMAX LinRespSpec         Max       0.848       4.984       0.291      0.0000 
          10     0.50000      SISMAX LinRespSpec         Max       0.848       4.984       0.291      0.0000 
          10     0.50000      SISMAX LinRespSpec         Max       0.528       5.008       0.193      0.0000 
          10     1.00000      SISMAX LinRespSpec         Max       0.528       5.008       0.193      0.0000 
          10     1.00000      SISMAX LinRespSpec         Max   1.263E-06       5.035       0.091      0.0000 
          10     1.25000      SISMAX LinRespSpec         Max   1.263E-06       5.035       0.091      0.0000 
          10     1.50000      SISMAX LinRespSpec         Max   1.263E-06       5.035       0.091      0.0000 
          10     1.50000      SISMAX LinRespSpec         Max       0.528       5.065       0.227      0.0000 
          10     2.00000      SISMAX LinRespSpec         Max       0.528       5.065       0.227      0.0000 
          10     2.00000      SISMAX LinRespSpec         Max       0.848       5.099       0.308      0.0000 
          10     2.35000      SISMAX LinRespSpec         Max       0.848       5.099       0.308      0.0000 
          10     0.15000      SISMAY LinRespSpec         Max       0.141       9.835       0.854      0.0000 
          10     0.50000      SISMAY LinRespSpec         Max       0.141       9.835       0.854      0.0000 
          10     0.50000      SISMAY LinRespSpec         Max       0.088       9.699       0.611      0.0000 
          10     1.00000      SISMAY LinRespSpec         Max       0.088       9.699       0.611      0.0000 
          10     1.00000      SISMAY LinRespSpec         Max   1.108E-06       9.569       0.102      0.0000 
          10     1.25000      SISMAY LinRespSpec         Max   1.108E-06       9.569       0.102      0.0000 
          10     1.50000      SISMAY LinRespSpec         Max   1.108E-06       9.569       0.102      0.0000 
          10     1.50000      SISMAY LinRespSpec         Max       0.088       9.446       0.543      0.0000 
          10     2.00000      SISMAY LinRespSpec         Max       0.088       9.446       0.543      0.0000 
          10     2.00000      SISMAY LinRespSpec         Max       0.141       9.329       0.828      0.0000 
          10     2.35000      SISMAY LinRespSpec         Max       0.141       9.329       0.828      0.0000 
          10     0.15000        TERM   LinStatic                   0.000      -4.098  -3.904E-04      0.0000 
          10     0.50000        TERM   LinStatic                   0.000      -4.098  -3.904E-04      0.0000 
          10     0.50000        TERM   LinStatic                   0.000      -4.094  -3.904E-04      0.0000 
          10     1.00000        TERM   LinStatic                   0.000      -4.094  -3.904E-04      0.0000 
          10     1.00000        TERM   LinStatic                   0.000      -4.092  -3.904E-04      0.0000 
          10     1.25000        TERM   LinStatic                   0.000      -4.092  -3.904E-04      0.0000 
          10     1.50000        TERM   LinStatic                   0.000      -4.092  -3.904E-04      0.0000 
          10     1.50000        TERM   LinStatic                   0.000      -4.094  -3.904E-04      0.0000 
          10     2.00000        TERM   LinStatic                   0.000      -4.094  -3.904E-04      0.0000 
          10     2.00000        TERM   LinStatic                   0.000      -4.098  -3.904E-04      0.0000 
          10     2.35000        TERM   LinStatic                   0.000      -4.098  -3.904E-04      0.0000 
          10     0.15000       COMB1 Combination         Max       0.000      77.845  -1.803E-03      0.0000 
          10     0.50000       COMB1 Combination         Max       0.000      85.221  -1.803E-03      0.0000 
          10     0.50000       COMB1 Combination         Max       0.000      54.747  -1.803E-03      0.0000 
          10     1.00000       COMB1 Combination         Max       0.000      65.284  -1.803E-03      0.0000 
          10     1.00000       COMB1 Combination         Max       0.000      34.844  -1.803E-03      0.0000 
          10     1.25000       COMB1 Combination         Max       0.000      40.113  -1.803E-03      0.0000 
          10     1.50000       COMB1 Combination         Max       0.000      45.381  -1.803E-03      0.0000 
          10     1.50000       COMB1 Combination         Max       0.000      14.970  -1.803E-03      0.0000 
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          10     2.00000       COMB1 Combination         Max       0.000      25.508  -1.803E-03      0.0000 
          10     2.00000       COMB1 Combination         Max       0.000      -4.886  -1.803E-03      0.0000 
          10     2.35000       COMB1 Combination         Max       0.000       2.490  -1.803E-03      0.0000 
          10     0.15000       COMB1 Combination         Min       0.000      77.845  -1.803E-03      0.0000 
          10     0.50000       COMB1 Combination         Min       0.000      85.221  -1.803E-03      0.0000 
          10     0.50000       COMB1 Combination         Min       0.000      54.747  -1.803E-03      0.0000 
          10     1.00000       COMB1 Combination         Min       0.000      65.284  -1.803E-03      0.0000 
          10     1.00000       COMB1 Combination         Min       0.000      34.844  -1.803E-03      0.0000 
          10     1.25000       COMB1 Combination         Min       0.000      40.113  -1.803E-03      0.0000 
          10     1.50000       COMB1 Combination         Min       0.000      45.381  -1.803E-03      0.0000 
          10     1.50000       COMB1 Combination         Min       0.000      14.970  -1.803E-03      0.0000 
          10     2.00000       COMB1 Combination         Min       0.000      25.508  -1.803E-03      0.0000 
          10     2.00000       COMB1 Combination         Min       0.000      -4.886  -1.803E-03      0.0000 
          10     2.35000       COMB1 Combination         Min       0.000       2.490  -1.803E-03      0.0000 
          10     0.15000       COMB2 Combination         Max       0.000     100.976  -2.508E-03      0.0000 
          10     0.50000       COMB2 Combination         Max       0.000     108.352  -2.508E-03      0.0000 
          10     0.50000       COMB2 Combination         Max       0.000      75.212  -2.508E-03      0.0000 
          10     1.00000       COMB2 Combination         Max       0.000      85.750  -2.508E-03      0.0000 
          10     1.00000       COMB2 Combination         Max       0.000      52.656  -2.508E-03      0.0000 
          10     1.25000       COMB2 Combination         Max       0.000      57.925  -2.508E-03      0.0000 
          10     1.50000       COMB2 Combination         Max       0.000      63.193  -2.508E-03      0.0000 
          10     1.50000       COMB2 Combination         Max       0.000      30.142  -2.508E-03      0.0000 
          10     2.00000       COMB2 Combination         Max       0.000      40.679  -2.508E-03      0.0000 
          10     2.00000       COMB2 Combination         Max       0.000       7.656  -2.508E-03      0.0000 
          10     2.35000       COMB2 Combination         Max       0.000      15.032  -2.508E-03      0.0000 
          10     0.15000       COMB2 Combination         Min       0.000     100.976  -2.508E-03      0.0000 
          10     0.50000       COMB2 Combination         Min       0.000     108.352  -2.508E-03      0.0000 
          10     0.50000       COMB2 Combination         Min       0.000      75.212  -2.508E-03      0.0000 
          10     1.00000       COMB2 Combination         Min       0.000      85.750  -2.508E-03      0.0000 
          10     1.00000       COMB2 Combination         Min       0.000      52.656  -2.508E-03      0.0000 
          10     1.25000       COMB2 Combination         Min       0.000      57.925  -2.508E-03      0.0000 
          10     1.50000       COMB2 Combination         Min       0.000      63.193  -2.508E-03      0.0000 
          10     1.50000       COMB2 Combination         Min       0.000      30.142  -2.508E-03      0.0000 
          10     2.00000       COMB2 Combination         Min       0.000      40.679  -2.508E-03      0.0000 
          10     2.00000       COMB2 Combination         Min       0.000       7.656  -2.508E-03      0.0000 
          10     2.35000       COMB2 Combination         Min       0.000      15.032  -2.508E-03      0.0000 
          10     0.15000       COMB3 Combination         Max       0.000      72.266  -1.809E-03      0.0000 
          10     0.50000       COMB3 Combination         Max       0.000      79.642  -1.809E-03      0.0000 
          10     0.50000       COMB3 Combination         Max       0.000      49.826  -1.809E-03      0.0000 
          10     1.00000       COMB3 Combination         Max       0.000      60.363  -1.809E-03      0.0000 
          10     1.00000       COMB3 Combination         Max       0.000      30.578  -1.809E-03      0.0000 
          10     1.25000       COMB3 Combination         Max       0.000      35.847  -1.809E-03      0.0000 
          10     1.50000       COMB3 Combination         Max       0.000      41.116  -1.809E-03      0.0000 
          10     1.50000       COMB3 Combination         Max       0.000      11.356  -1.809E-03      0.0000 
          10     2.00000       COMB3 Combination         Max       0.000      21.894  -1.809E-03      0.0000 
          10     2.00000       COMB3 Combination         Max       0.000      -7.850  -1.809E-03      0.0000 
          10     2.35000       COMB3 Combination         Max       0.000      -0.474  -1.809E-03      0.0000 
          10     0.15000       COMB3 Combination         Min       0.000      72.266  -1.809E-03      0.0000 
          10     0.50000       COMB3 Combination         Min       0.000      79.642  -1.809E-03      0.0000 
          10     0.50000       COMB3 Combination         Min       0.000      49.826  -1.809E-03      0.0000 
          10     1.00000       COMB3 Combination         Min       0.000      60.363  -1.809E-03      0.0000 
          10     1.00000       COMB3 Combination         Min       0.000      30.578  -1.809E-03      0.0000 
          10     1.25000       COMB3 Combination         Min       0.000      35.847  -1.809E-03      0.0000 
          10     1.50000       COMB3 Combination         Min       0.000      41.116  -1.809E-03      0.0000 
          10     1.50000       COMB3 Combination         Min       0.000      11.356  -1.809E-03      0.0000 
          10     2.00000       COMB3 Combination         Min       0.000      21.894  -1.809E-03      0.0000 
          10     2.00000       COMB3 Combination         Min       0.000      -7.850  -1.809E-03      0.0000 
          10     2.35000       COMB3 Combination         Min       0.000      -0.474  -1.809E-03      0.0000 
          10     0.15000       COMB4 Combination         Max       0.000      69.380      -0.024      0.0000 
          10     0.50000       COMB4 Combination         Max       0.000      76.756      -0.024      0.0000 
          10     0.50000       COMB4 Combination         Max       0.000      46.984      -0.024      0.0000 
          10     1.00000       COMB4 Combination         Max       0.000      57.521      -0.024      0.0000 
          10     1.00000       COMB4 Combination         Max       0.000      27.778      -0.024      0.0000 
          10     1.25000       COMB4 Combination         Max       0.000      33.047      -0.024      0.0000 
          10     1.50000       COMB4 Combination         Max       0.000      38.316      -0.024      0.0000 
          10     1.50000       COMB4 Combination         Max       0.000       8.597      -0.024      0.0000 
          10     2.00000       COMB4 Combination         Max       0.000      19.134      -0.024      0.0000 
          10     2.00000       COMB4 Combination         Max       0.000     -10.571      -0.024      0.0000 
          10     2.35000       COMB4 Combination         Max       0.000      -3.195      -0.024      0.0000 
          10     0.15000       COMB4 Combination         Min       0.000      69.380      -0.024      0.0000 
          10     0.50000       COMB4 Combination         Min       0.000      76.756      -0.024      0.0000 
          10     0.50000       COMB4 Combination         Min       0.000      46.984      -0.024      0.0000 
          10     1.00000       COMB4 Combination         Min       0.000      57.521      -0.024      0.0000 
          10     1.00000       COMB4 Combination         Min       0.000      27.778      -0.024      0.0000 
          10     1.25000       COMB4 Combination         Min       0.000      33.047      -0.024      0.0000 
          10     1.50000       COMB4 Combination         Min       0.000      38.316      -0.024      0.0000 
          10     1.50000       COMB4 Combination         Min       0.000       8.597      -0.024      0.0000 
          10     2.00000       COMB4 Combination         Min       0.000      19.134      -0.024      0.0000 
          10     2.00000       COMB4 Combination         Min       0.000     -10.571      -0.024      0.0000 
          10     2.35000       COMB4 Combination         Min       0.000      -3.195      -0.024      0.0000 
          10     0.15000       COMB5 Combination         Max       0.000      95.396  -2.514E-03      0.0000 
          10     0.50000       COMB5 Combination         Max       0.000     102.773  -2.514E-03      0.0000 
          10     0.50000       COMB5 Combination         Max       0.000      70.291  -2.514E-03      0.0000 
          10     1.00000       COMB5 Combination         Max       0.000      80.828  -2.514E-03      0.0000 
          10     1.00000       COMB5 Combination         Max       0.000      48.390  -2.514E-03      0.0000 
          10     1.25000       COMB5 Combination         Max       0.000      53.659  -2.514E-03      0.0000 
          10     1.50000       COMB5 Combination         Max       0.000      58.928  -2.514E-03      0.0000 
          10     1.50000       COMB5 Combination         Max       0.000      26.528  -2.514E-03      0.0000 
          10     2.00000       COMB5 Combination         Max       0.000      37.066  -2.514E-03      0.0000 
          10     2.00000       COMB5 Combination         Max       0.000       4.692  -2.514E-03      0.0000 
          10     2.35000       COMB5 Combination         Max       0.000      12.068  -2.514E-03      0.0000 
          10     0.15000       COMB5 Combination         Min       0.000      95.396  -2.514E-03      0.0000 
          10     0.50000       COMB5 Combination         Min       0.000     102.773  -2.514E-03      0.0000 
          10     0.50000       COMB5 Combination         Min       0.000      70.291  -2.514E-03      0.0000 
          10     1.00000       COMB5 Combination         Min       0.000      80.828  -2.514E-03      0.0000 
          10     1.00000       COMB5 Combination         Min       0.000      48.390  -2.514E-03      0.0000 
          10     1.25000       COMB5 Combination         Min       0.000      53.659  -2.514E-03      0.0000 
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          10     1.50000       COMB5 Combination         Min       0.000      58.928  -2.514E-03      0.0000 
          10     1.50000       COMB5 Combination         Min       0.000      26.528  -2.514E-03      0.0000 
          10     2.00000       COMB5 Combination         Min       0.000      37.066  -2.514E-03      0.0000 
          10     2.00000       COMB5 Combination         Min       0.000       4.692  -2.514E-03      0.0000 
          10     2.35000       COMB5 Combination         Min       0.000      12.068  -2.514E-03      0.0000 
          10     0.15000       COMB6 Combination         Max       0.000      92.511      -0.025      0.0000 
          10     0.50000       COMB6 Combination         Max       0.000      99.887      -0.025      0.0000 
          10     0.50000       COMB6 Combination         Max       0.000      67.449      -0.025      0.0000 
          10     1.00000       COMB6 Combination         Max       0.000      77.986      -0.025      0.0000 
          10     1.00000       COMB6 Combination         Max       0.000      45.590      -0.025      0.0000 
          10     1.25000       COMB6 Combination         Max       0.000      50.859      -0.025      0.0000 
          10     1.50000       COMB6 Combination         Max       0.000      56.128      -0.025      0.0000 
          10     1.50000       COMB6 Combination         Max       0.000      23.768      -0.025      0.0000 
          10     2.00000       COMB6 Combination         Max       0.000      34.306      -0.025      0.0000 
          10     2.00000       COMB6 Combination         Max       0.000       1.970      -0.025      0.0000 
          10     2.35000       COMB6 Combination         Max       0.000       9.347      -0.025      0.0000 
          10     0.15000       COMB6 Combination         Min       0.000      92.511      -0.025      0.0000 
          10     0.50000       COMB6 Combination         Min       0.000      99.887      -0.025      0.0000 
          10     0.50000       COMB6 Combination         Min       0.000      67.449      -0.025      0.0000 
          10     1.00000       COMB6 Combination         Min       0.000      77.986      -0.025      0.0000 
          10     1.00000       COMB6 Combination         Min       0.000      45.590      -0.025      0.0000 
          10     1.25000       COMB6 Combination         Min       0.000      50.859      -0.025      0.0000 
          10     1.50000       COMB6 Combination         Min       0.000      56.128      -0.025      0.0000 
          10     1.50000       COMB6 Combination         Min       0.000      23.768      -0.025      0.0000 
          10     2.00000       COMB6 Combination         Min       0.000      34.306      -0.025      0.0000 
          10     2.00000       COMB6 Combination         Min       0.000       1.970      -0.025      0.0000 
          10     2.35000       COMB6 Combination         Min       0.000       9.347      -0.025      0.0000 
          10     0.15000       COMB7 Combination         Max       0.000      86.040  -1.022E-03      0.0000 
          10     0.50000       COMB7 Combination         Max       0.000      93.417  -1.022E-03      0.0000 
          10     0.50000       COMB7 Combination         Max       0.000      62.934  -1.022E-03      0.0000 
          10     1.00000       COMB7 Combination         Max       0.000      73.472  -1.022E-03      0.0000 
          10     1.00000       COMB7 Combination         Max       0.000      43.029  -1.022E-03      0.0000 
          10     1.25000       COMB7 Combination         Max       0.000      48.298  -1.022E-03      0.0000 
          10     1.50000       COMB7 Combination         Max       0.000      53.566  -1.022E-03      0.0000 
          10     1.50000       COMB7 Combination         Max       0.000      23.158  -1.022E-03      0.0000 
          10     2.00000       COMB7 Combination         Max       0.000      33.696  -1.022E-03      0.0000 
          10     2.00000       COMB7 Combination         Max       0.000       3.311  -1.022E-03      0.0000 
          10     2.35000       COMB7 Combination         Max       0.000      10.687  -1.022E-03      0.0000 
          10     0.15000       COMB7 Combination         Min       0.000      86.040  -1.022E-03      0.0000 
          10     0.50000       COMB7 Combination         Min       0.000      93.417  -1.022E-03      0.0000 
          10     0.50000       COMB7 Combination         Min       0.000      62.934  -1.022E-03      0.0000 
          10     1.00000       COMB7 Combination         Min       0.000      73.472  -1.022E-03      0.0000 
          10     1.00000       COMB7 Combination         Min       0.000      43.029  -1.022E-03      0.0000 
          10     1.25000       COMB7 Combination         Min       0.000      48.298  -1.022E-03      0.0000 
          10     1.50000       COMB7 Combination         Min       0.000      53.566  -1.022E-03      0.0000 
          10     1.50000       COMB7 Combination         Min       0.000      23.158  -1.022E-03      0.0000 
          10     2.00000       COMB7 Combination         Min       0.000      33.696  -1.022E-03      0.0000 
          10     2.00000       COMB7 Combination         Min       0.000       3.311  -1.022E-03      0.0000 
          10     2.35000       COMB7 Combination         Min       0.000      10.687  -1.022E-03      0.0000 
          10     0.15000       COMB8 Combination         Max       0.000     109.171  -1.728E-03      0.0000 
          10     0.50000       COMB8 Combination         Max       0.000     116.547  -1.728E-03      0.0000 
          10     0.50000       COMB8 Combination         Max       0.000      83.399  -1.728E-03      0.0000 
          10     1.00000       COMB8 Combination         Max       0.000      93.937  -1.728E-03      0.0000 
          10     1.00000       COMB8 Combination         Max       0.000      60.841  -1.728E-03      0.0000 
          10     1.25000       COMB8 Combination         Max       0.000      66.109  -1.728E-03      0.0000 
          10     1.50000       COMB8 Combination         Max       0.000      71.378  -1.728E-03      0.0000 
          10     1.50000       COMB8 Combination         Max       0.000      38.330  -1.728E-03      0.0000 
          10     2.00000       COMB8 Combination         Max       0.000      48.867  -1.728E-03      0.0000 
          10     2.00000       COMB8 Combination         Max       0.000      15.853  -1.728E-03      0.0000 
          10     2.35000       COMB8 Combination         Max       0.000      23.229  -1.728E-03      0.0000 
          10     0.15000       COMB8 Combination         Min       0.000     109.171  -1.728E-03      0.0000 
          10     0.50000       COMB8 Combination         Min       0.000     116.547  -1.728E-03      0.0000 
          10     0.50000       COMB8 Combination         Min       0.000      83.399  -1.728E-03      0.0000 
          10     1.00000       COMB8 Combination         Min       0.000      93.937  -1.728E-03      0.0000 
          10     1.00000       COMB8 Combination         Min       0.000      60.841  -1.728E-03      0.0000 
          10     1.25000       COMB8 Combination         Min       0.000      66.109  -1.728E-03      0.0000 
          10     1.50000       COMB8 Combination         Min       0.000      71.378  -1.728E-03      0.0000 
          10     1.50000       COMB8 Combination         Min       0.000      38.330  -1.728E-03      0.0000 
          10     2.00000       COMB8 Combination         Min       0.000      48.867  -1.728E-03      0.0000 
          10     2.00000       COMB8 Combination         Min       0.000      15.853  -1.728E-03      0.0000 
          10     2.35000       COMB8 Combination         Min       0.000      23.229  -1.728E-03      0.0000 
          10     0.15000       COMB9 Combination         Max       0.000      80.461  -1.028E-03      0.0000 
          10     0.50000       COMB9 Combination         Max       0.000      87.837  -1.028E-03      0.0000 
          10     0.50000       COMB9 Combination         Max       0.000      58.013  -1.028E-03      0.0000 
          10     1.00000       COMB9 Combination         Max       0.000      68.551  -1.028E-03      0.0000 
          10     1.00000       COMB9 Combination         Max       0.000      38.763  -1.028E-03      0.0000 
          10     1.25000       COMB9 Combination         Max       0.000      44.032  -1.028E-03      0.0000 
          10     1.50000       COMB9 Combination         Max       0.000      49.300  -1.028E-03      0.0000 
          10     1.50000       COMB9 Combination         Max       0.000      19.545  -1.028E-03      0.0000 
          10     2.00000       COMB9 Combination         Max       0.000      30.082  -1.028E-03      0.0000 
          10     2.00000       COMB9 Combination         Max       0.000       0.347  -1.028E-03      0.0000 
          10     2.35000       COMB9 Combination         Max       0.000       7.723  -1.028E-03      0.0000 
          10     0.15000       COMB9 Combination         Min       0.000      80.461  -1.028E-03      0.0000 
          10     0.50000       COMB9 Combination         Min       0.000      87.837  -1.028E-03      0.0000 
          10     0.50000       COMB9 Combination         Min       0.000      58.013  -1.028E-03      0.0000 
          10     1.00000       COMB9 Combination         Min       0.000      68.551  -1.028E-03      0.0000 
          10     1.00000       COMB9 Combination         Min       0.000      38.763  -1.028E-03      0.0000 
          10     1.25000       COMB9 Combination         Min       0.000      44.032  -1.028E-03      0.0000 
          10     1.50000       COMB9 Combination         Min       0.000      49.300  -1.028E-03      0.0000 
          10     1.50000       COMB9 Combination         Min       0.000      19.545  -1.028E-03      0.0000 
          10     2.00000       COMB9 Combination         Min       0.000      30.082  -1.028E-03      0.0000 
          10     2.00000       COMB9 Combination         Min       0.000       0.347  -1.028E-03      0.0000 
          10     2.35000       COMB9 Combination         Min       0.000       7.723  -1.028E-03      0.0000 
          10     0.15000      COMB10 Combination         Max       0.000      77.575      -0.023      0.0000 
          10     0.50000      COMB10 Combination         Max       0.000      84.951      -0.023      0.0000 
          10     0.50000      COMB10 Combination         Max       0.000      55.171      -0.023      0.0000 
          10     1.00000      COMB10 Combination         Max       0.000      65.709      -0.023      0.0000 
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          10     1.00000      COMB10 Combination         Max       0.000      35.963      -0.023      0.0000 
          10     1.25000      COMB10 Combination         Max       0.000      41.232      -0.023      0.0000 
          10     1.50000      COMB10 Combination         Max       0.000      46.501      -0.023      0.0000 
          10     1.50000      COMB10 Combination         Max       0.000      16.785      -0.023      0.0000 
          10     2.00000      COMB10 Combination         Max       0.000      27.322      -0.023      0.0000 
          10     2.00000      COMB10 Combination         Max       0.000      -2.375      -0.023      0.0000 
          10     2.35000      COMB10 Combination         Max       0.000       5.002      -0.023      0.0000 
          10     0.15000      COMB10 Combination         Min       0.000      77.575      -0.023      0.0000 
          10     0.50000      COMB10 Combination         Min       0.000      84.951      -0.023      0.0000 
          10     0.50000      COMB10 Combination         Min       0.000      55.171      -0.023      0.0000 
          10     1.00000      COMB10 Combination         Min       0.000      65.709      -0.023      0.0000 
          10     1.00000      COMB10 Combination         Min       0.000      35.963      -0.023      0.0000 
          10     1.25000      COMB10 Combination         Min       0.000      41.232      -0.023      0.0000 
          10     1.50000      COMB10 Combination         Min       0.000      46.501      -0.023      0.0000 
          10     1.50000      COMB10 Combination         Min       0.000      16.785      -0.023      0.0000 
          10     2.00000      COMB10 Combination         Min       0.000      27.322      -0.023      0.0000 
          10     2.00000      COMB10 Combination         Min       0.000      -2.375      -0.023      0.0000 
          10     2.35000      COMB10 Combination         Min       0.000       5.002      -0.023      0.0000 
          10     0.15000      COMB11 Combination         Max       0.000     103.592  -1.734E-03      0.0000 
          10     0.50000      COMB11 Combination         Max       0.000     110.968  -1.734E-03      0.0000 
          10     0.50000      COMB11 Combination         Max       0.000      78.478  -1.734E-03      0.0000 
          10     1.00000      COMB11 Combination         Max       0.000      89.016  -1.734E-03      0.0000 
          10     1.00000      COMB11 Combination         Max       0.000      56.575  -1.734E-03      0.0000 
          10     1.25000      COMB11 Combination         Max       0.000      61.844  -1.734E-03      0.0000 
          10     1.50000      COMB11 Combination         Max       0.000      67.112  -1.734E-03      0.0000 
          10     1.50000      COMB11 Combination         Max       0.000      34.716  -1.734E-03      0.0000 
          10     2.00000      COMB11 Combination         Max       0.000      45.254  -1.734E-03      0.0000 
          10     2.00000      COMB11 Combination         Max       0.000      12.889  -1.734E-03      0.0000 
          10     2.35000      COMB11 Combination         Max       0.000      20.265  -1.734E-03      0.0000 
          10     0.15000      COMB11 Combination         Min       0.000     103.592  -1.734E-03      0.0000 
          10     0.50000      COMB11 Combination         Min       0.000     110.968  -1.734E-03      0.0000 
          10     0.50000      COMB11 Combination         Min       0.000      78.478  -1.734E-03      0.0000 
          10     1.00000      COMB11 Combination         Min       0.000      89.016  -1.734E-03      0.0000 
          10     1.00000      COMB11 Combination         Min       0.000      56.575  -1.734E-03      0.0000 
          10     1.25000      COMB11 Combination         Min       0.000      61.844  -1.734E-03      0.0000 
          10     1.50000      COMB11 Combination         Min       0.000      67.112  -1.734E-03      0.0000 
          10     1.50000      COMB11 Combination         Min       0.000      34.716  -1.734E-03      0.0000 
          10     2.00000      COMB11 Combination         Min       0.000      45.254  -1.734E-03      0.0000 
          10     2.00000      COMB11 Combination         Min       0.000      12.889  -1.734E-03      0.0000 
          10     2.35000      COMB11 Combination         Min       0.000      20.265  -1.734E-03      0.0000 
          10     0.15000      COMB12 Combination         Max       0.000     100.706      -0.024      0.0000 
          10     0.50000      COMB12 Combination         Max       0.000     108.082      -0.024      0.0000 
          10     0.50000      COMB12 Combination         Max       0.000      75.636      -0.024      0.0000 
          10     1.00000      COMB12 Combination         Max       0.000      86.174      -0.024      0.0000 
          10     1.00000      COMB12 Combination         Max       0.000      53.775      -0.024      0.0000 
          10     1.25000      COMB12 Combination         Max       0.000      59.044      -0.024      0.0000 
          10     1.50000      COMB12 Combination         Max       0.000      64.313      -0.024      0.0000 
          10     1.50000      COMB12 Combination         Max       0.000      31.957      -0.024      0.0000 
          10     2.00000      COMB12 Combination         Max       0.000      42.494      -0.024      0.0000 
          10     2.00000      COMB12 Combination         Max       0.000      10.167      -0.024      0.0000 
          10     2.35000      COMB12 Combination         Max       0.000      17.544      -0.024      0.0000 
          10     0.15000      COMB12 Combination         Min       0.000     100.706      -0.024      0.0000 
          10     0.50000      COMB12 Combination         Min       0.000     108.082      -0.024      0.0000 
          10     0.50000      COMB12 Combination         Min       0.000      75.636      -0.024      0.0000 
          10     1.00000      COMB12 Combination         Min       0.000      86.174      -0.024      0.0000 
          10     1.00000      COMB12 Combination         Min       0.000      53.775      -0.024      0.0000 
          10     1.25000      COMB12 Combination         Min       0.000      59.044      -0.024      0.0000 
          10     1.50000      COMB12 Combination         Min       0.000      64.313      -0.024      0.0000 
          10     1.50000      COMB12 Combination         Min       0.000      31.957      -0.024      0.0000 
          10     2.00000      COMB12 Combination         Min       0.000      42.494      -0.024      0.0000 
          10     2.00000      COMB12 Combination         Min       0.000      10.167      -0.024      0.0000 
          10     2.35000      COMB12 Combination         Min       0.000      17.544      -0.024      0.0000 
          10     0.15000      COMB13 Combination         Max       0.848     110.058       0.289      0.0000 
          10     0.50000      COMB13 Combination         Max       0.848     117.434       0.289      0.0000 
          10     0.50000      COMB13 Combination         Max       0.528      84.314       0.191      0.0000 
          10     1.00000      COMB13 Combination         Max       0.528      94.851       0.191      0.0000 
          10     1.00000      COMB13 Combination         Max   1.263E-06      61.783       0.089      0.0000 
          10     1.25000      COMB13 Combination         Max   1.263E-06      67.052       0.089      0.0000 
          10     1.50000      COMB13 Combination         Max   1.263E-06      72.321       0.089      0.0000 
          10     1.50000      COMB13 Combination         Max       0.528      39.301       0.225      0.0000 
          10     2.00000      COMB13 Combination         Max       0.528      49.839       0.225      0.0000 
          10     2.00000      COMB13 Combination         Max       0.848      16.853       0.306      0.0000 
          10     2.35000      COMB13 Combination         Max       0.848      24.229       0.306      0.0000 
          10     0.15000      COMB13 Combination         Min      -0.848     100.089      -0.293      0.0000 
          10     0.50000      COMB13 Combination         Min      -0.848     107.466      -0.293      0.0000 
          10     0.50000      COMB13 Combination         Min      -0.528      74.298      -0.196      0.0000 
          10     1.00000      COMB13 Combination         Min      -0.528      84.835      -0.196      0.0000 
          10     1.00000      COMB13 Combination         Min  -1.263E-06      51.713      -0.093      0.0000 
          10     1.25000      COMB13 Combination         Min  -1.263E-06      56.982      -0.093      0.0000 
          10     1.50000      COMB13 Combination         Min  -1.263E-06      62.251      -0.093      0.0000 
          10     1.50000      COMB13 Combination         Min      -0.528      29.171      -0.229      0.0000 
          10     2.00000      COMB13 Combination         Min      -0.528      39.708      -0.229      0.0000 
          10     2.00000      COMB13 Combination         Min      -0.848       6.656      -0.310      0.0000 
          10     2.35000      COMB13 Combination         Min      -0.848      14.032      -0.310      0.0000 
          10     0.15000      COMB14 Combination         Max       0.141     114.909       0.852      0.0000 
          10     0.50000      COMB14 Combination         Max       0.141     122.285       0.852      0.0000 
          10     0.50000      COMB14 Combination         Max       0.088      89.005       0.609      0.0000 
          10     1.00000      COMB14 Combination         Max       0.088      99.542       0.609      0.0000 
          10     1.00000      COMB14 Combination         Max   1.108E-06      66.318       0.100      0.0000 
          10     1.25000      COMB14 Combination         Max   1.108E-06      71.587       0.100      0.0000 
          10     1.50000      COMB14 Combination         Max   1.108E-06      76.855       0.100      0.0000 
          10     1.50000      COMB14 Combination         Max       0.088      43.682       0.541      0.0000 
          10     2.00000      COMB14 Combination         Max       0.088      54.220       0.541      0.0000 
          10     2.00000      COMB14 Combination         Max       0.141      21.083       0.826      0.0000 
          10     2.35000      COMB14 Combination         Max       0.141      28.460       0.826      0.0000 
          10     0.15000      COMB14 Combination         Min      -0.141      95.239      -0.856      0.0000 
          10     0.50000      COMB14 Combination         Min      -0.141     102.615      -0.856      0.0000 
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          10     0.50000      COMB14 Combination         Min      -0.088      69.607      -0.613      0.0000 
          10     1.00000      COMB14 Combination         Min      -0.088      80.144      -0.613      0.0000 
          10     1.00000      COMB14 Combination         Min  -1.108E-06      47.179      -0.104      0.0000 
          10     1.25000      COMB14 Combination         Min  -1.108E-06      52.448      -0.104      0.0000 
          10     1.50000      COMB14 Combination         Min  -1.108E-06      57.716      -0.104      0.0000 
          10     1.50000      COMB14 Combination         Min      -0.088      24.790      -0.545      0.0000 
          10     2.00000      COMB14 Combination         Min      -0.088      35.327      -0.545      0.0000 
          10     2.00000      COMB14 Combination         Min      -0.141       2.425      -0.830      0.0000 
          10     2.35000      COMB14 Combination         Min      -0.141       9.802      -0.830      0.0000 
          10     0.15000         INV Combination         Max       0.848     114.909       0.852      0.0000 
          10     0.50000         INV Combination         Max       0.848     122.285       0.852      0.0000 
          10     0.50000         INV Combination         Max       0.528      89.005       0.609      0.0000 
          10     1.00000         INV Combination         Max       0.528      99.542       0.609      0.0000 
          10     1.00000         INV Combination         Max   1.263E-06      66.318       0.100      0.0000 
          10     1.25000         INV Combination         Max   1.263E-06      71.587       0.100      0.0000 
          10     1.50000         INV Combination         Max   1.263E-06      76.855       0.100      0.0000 
          10     1.50000         INV Combination         Max       0.528      43.682       0.541      0.0000 
          10     2.00000         INV Combination         Max       0.528      54.220       0.541      0.0000 
          10     2.00000         INV Combination         Max       0.848      21.083       0.826      0.0000 
          10     2.35000         INV Combination         Max       0.848      28.460       0.826      0.0000 
          10     0.15000         INV Combination         Min      -0.848      69.380      -0.856      0.0000 
          10     0.50000         INV Combination         Min      -0.848      76.756      -0.856      0.0000 
          10     0.50000         INV Combination         Min      -0.528      46.984      -0.613      0.0000 
          10     1.00000         INV Combination         Min      -0.528      57.521      -0.613      0.0000 
          10     1.00000         INV Combination         Min  -1.263E-06      27.778      -0.104      0.0000 
          10     1.25000         INV Combination         Min  -1.263E-06      33.047      -0.104      0.0000 
          10     1.50000         INV Combination         Min  -1.263E-06      38.316      -0.104      0.0000 
          10     1.50000         INV Combination         Min      -0.528       8.597      -0.545      0.0000 
          10     2.00000         INV Combination         Min      -0.528      19.134      -0.545      0.0000 
          10     2.00000         INV Combination         Min      -0.848     -10.571      -0.830      0.0000 
          10     2.35000         INV Combination         Min      -0.848      -3.195      -0.830      0.0000 
          11     0.15000          PP   LinStatic                   0.000      73.943  -8.288E-04      0.0000 
          11     0.50000          PP   LinStatic                   0.000      79.569  -8.288E-04      0.0000 
          11     0.50000          PP   LinStatic                   0.000      55.546  -8.288E-04      0.0000 
          11     1.00000          PP   LinStatic                   0.000      63.584  -8.288E-04      0.0000 
          11     1.00000          PP   LinStatic                   0.000      39.595  -8.288E-04      0.0000 
          11     1.25000          PP   LinStatic                   0.000      43.614  -8.288E-04      0.0000 
          11     1.50000          PP   LinStatic                   0.000      47.633  -8.288E-04      0.0000 
          11     1.50000          PP   LinStatic                   0.000      23.676  -8.288E-04      0.0000 
          11     2.00000          PP   LinStatic                   0.000      31.714  -8.288E-04      0.0000 
          11     2.00000          PP   LinStatic                   0.000       7.779  -8.288E-04      0.0000 
          11     2.35000          PP   LinStatic                   0.000      13.405  -8.288E-04      0.0000 
          11     0.15000        PERM   LinStatic                   0.000      36.963  -2.132E-03      0.0000 
          11     0.50000        PERM   LinStatic                   0.000      38.713  -2.132E-03      0.0000 
          11     0.50000        PERM   LinStatic                   0.000      32.390  -2.132E-03      0.0000 
          11     1.00000        PERM   LinStatic                   0.000      34.890  -2.132E-03      0.0000 
          11     1.00000        PERM   LinStatic                   0.000      28.588  -2.132E-03      0.0000 
          11     1.25000        PERM   LinStatic                   0.000      29.838  -2.132E-03      0.0000 
          11     1.50000        PERM   LinStatic                   0.000      31.088  -2.132E-03      0.0000 
          11     1.50000        PERM   LinStatic                   0.000      24.807  -2.132E-03      0.0000 
          11     2.00000        PERM   LinStatic                   0.000      27.307  -2.132E-03      0.0000 
          11     2.00000        PERM   LinStatic                   0.000      21.045  -2.132E-03      0.0000 
          11     2.35000        PERM   LinStatic                   0.000      22.795  -2.132E-03      0.0000 
          11     0.15000        NEVE   LinStatic                   0.000      25.633  -1.459E-03      0.0000 
          11     0.50000        NEVE   LinStatic                   0.000      25.633  -1.459E-03      0.0000 
          11     0.50000        NEVE   LinStatic                   0.000      23.017  -1.459E-03      0.0000 
          11     1.00000        NEVE   LinStatic                   0.000      23.017  -1.459E-03      0.0000 
          11     1.00000        NEVE   LinStatic                   0.000      20.416  -1.459E-03      0.0000 
          11     1.25000        NEVE   LinStatic                   0.000      20.416  -1.459E-03      0.0000 
          11     1.50000        NEVE   LinStatic                   0.000      20.416  -1.459E-03      0.0000 
          11     1.50000        NEVE   LinStatic                   0.000      17.829  -1.459E-03      0.0000 
          11     2.00000        NEVE   LinStatic                   0.000      17.829  -1.459E-03      0.0000 
          11     2.00000        NEVE   LinStatic                   0.000      15.254  -1.459E-03      0.0000 
          11     2.35000        NEVE   LinStatic                   0.000      15.254  -1.459E-03      0.0000 
          11     0.15000      VENTOX   LinStatic                   0.000      -6.671   1.350E-03      0.0000 
          11     0.50000      VENTOX   LinStatic                   0.000      -6.671   1.350E-03      0.0000 
          11     0.50000      VENTOX   LinStatic                   0.000      -6.024   1.350E-03      0.0000 
          11     1.00000      VENTOX   LinStatic                   0.000      -6.024   1.350E-03      0.0000 
          11     1.00000      VENTOX   LinStatic                   0.000      -5.382   1.350E-03      0.0000 
          11     1.25000      VENTOX   LinStatic                   0.000      -5.382   1.350E-03      0.0000 
          11     1.50000      VENTOX   LinStatic                   0.000      -5.382   1.350E-03      0.0000 
          11     1.50000      VENTOX   LinStatic                   0.000      -4.743   1.350E-03      0.0000 
          11     2.00000      VENTOX   LinStatic                   0.000      -4.743   1.350E-03      0.0000 
          11     2.00000      VENTOX   LinStatic                   0.000      -4.108   1.350E-03      0.0000 
          11     2.35000      VENTOX   LinStatic                   0.000      -4.108   1.350E-03      0.0000 
          11     0.15000      VENTOY   LinStatic                   0.000      -9.606      -0.043      0.0000 
          11     0.50000      VENTOY   LinStatic                   0.000      -9.606      -0.043      0.0000 
          11     0.50000      VENTOY   LinStatic                   0.000      -8.923      -0.043      0.0000 
          11     1.00000      VENTOY   LinStatic                   0.000      -8.923      -0.043      0.0000 
          11     1.00000      VENTOY   LinStatic                   0.000      -8.247      -0.043      0.0000 
          11     1.25000      VENTOY   LinStatic                   0.000      -8.247      -0.043      0.0000 
          11     1.50000      VENTOY   LinStatic                   0.000      -8.247      -0.043      0.0000 
          11     1.50000      VENTOY   LinStatic                   0.000      -7.576      -0.043      0.0000 
          11     2.00000      VENTOY   LinStatic                   0.000      -7.576      -0.043      0.0000 
          11     2.00000      VENTOY   LinStatic                   0.000      -6.910      -0.043      0.0000 
          11     2.35000      VENTOY   LinStatic                   0.000      -6.910      -0.043      0.0000 
          11     0.15000      SISMAX LinRespSpec         Max       0.864       7.671       0.409      0.0000 
          11     0.50000      SISMAX LinRespSpec         Max       0.864       7.671       0.409      0.0000 
          11     0.50000      SISMAX LinRespSpec         Max       0.538       7.709       0.268      0.0000 
          11     1.00000      SISMAX LinRespSpec         Max       0.538       7.709       0.268      0.0000 
          11     1.00000      SISMAX LinRespSpec         Max   5.371E-07       7.751       0.130      0.0000 
          11     1.25000      SISMAX LinRespSpec         Max   5.371E-07       7.751       0.130      0.0000 
          11     1.50000      SISMAX LinRespSpec         Max   5.371E-07       7.751       0.130      0.0000 
          11     1.50000      SISMAX LinRespSpec         Max       0.538       7.799       0.323      0.0000 
          11     2.00000      SISMAX LinRespSpec         Max       0.538       7.799       0.323      0.0000 
          11     2.00000      SISMAX LinRespSpec         Max       0.864       7.852       0.426      0.0000 
          11     2.35000      SISMAX LinRespSpec         Max       0.864       7.852       0.426      0.0000 
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          11     0.15000      SISMAY LinRespSpec         Max       0.103      11.420       0.702      0.0000 
          11     0.50000      SISMAY LinRespSpec         Max       0.103      11.420       0.702      0.0000 
          11     0.50000      SISMAY LinRespSpec         Max       0.064      11.309       0.534      0.0000 
          11     1.00000      SISMAY LinRespSpec         Max       0.064      11.309       0.534      0.0000 
          11     1.00000      SISMAY LinRespSpec         Max   4.756E-07      11.205       0.164      0.0000 
          11     1.25000      SISMAY LinRespSpec         Max   4.756E-07      11.205       0.164      0.0000 
          11     1.50000      SISMAY LinRespSpec         Max   4.756E-07      11.205       0.164      0.0000 
          11     1.50000      SISMAY LinRespSpec         Max       0.064      11.109       0.384      0.0000 
          11     2.00000      SISMAY LinRespSpec         Max       0.064      11.109       0.384      0.0000 
          11     2.00000      SISMAY LinRespSpec         Max       0.103      11.019       0.622      0.0000 
          11     2.35000      SISMAY LinRespSpec         Max       0.103      11.019       0.622      0.0000 
          11     0.15000        TERM   LinStatic                   0.000      -6.957  -1.452E-04      0.0000 
          11     0.50000        TERM   LinStatic                   0.000      -6.957  -1.452E-04      0.0000 
          11     0.50000        TERM   LinStatic                   0.000      -6.966  -1.452E-04      0.0000 
          11     1.00000        TERM   LinStatic                   0.000      -6.966  -1.452E-04      0.0000 
          11     1.00000        TERM   LinStatic                   0.000      -6.979  -1.452E-04      0.0000 
          11     1.25000        TERM   LinStatic                   0.000      -6.979  -1.452E-04      0.0000 
          11     1.50000        TERM   LinStatic                   0.000      -6.979  -1.452E-04      0.0000 
          11     1.50000        TERM   LinStatic                   0.000      -6.997  -1.452E-04      0.0000 
          11     2.00000        TERM   LinStatic                   0.000      -6.997  -1.452E-04      0.0000 
          11     2.00000        TERM   LinStatic                   0.000      -7.019  -1.452E-04      0.0000 
          11     2.35000        TERM   LinStatic                   0.000      -7.019  -1.452E-04      0.0000 
          11     0.15000       COMB1 Combination         Max       0.000     103.949  -3.106E-03      0.0000 
          11     0.50000       COMB1 Combination         Max       0.000     111.325  -3.106E-03      0.0000 
          11     0.50000       COMB1 Combination         Max       0.000      80.971  -3.106E-03      0.0000 
          11     1.00000       COMB1 Combination         Max       0.000      91.508  -3.106E-03      0.0000 
          11     1.00000       COMB1 Combination         Max       0.000      61.205  -3.106E-03      0.0000 
          11     1.25000       COMB1 Combination         Max       0.000      66.474  -3.106E-03      0.0000 
          11     1.50000       COMB1 Combination         Max       0.000      71.742  -3.106E-03      0.0000 
          11     1.50000       COMB1 Combination         Max       0.000      41.487  -3.106E-03      0.0000 
          11     2.00000       COMB1 Combination         Max       0.000      52.025  -3.106E-03      0.0000 
          11     2.00000       COMB1 Combination         Max       0.000      21.804  -3.106E-03      0.0000 
          11     2.35000       COMB1 Combination         Max       0.000      29.181  -3.106E-03      0.0000 
          11     0.15000       COMB1 Combination         Min       0.000     103.949  -3.106E-03      0.0000 
          11     0.50000       COMB1 Combination         Min       0.000     111.325  -3.106E-03      0.0000 
          11     0.50000       COMB1 Combination         Min       0.000      80.971  -3.106E-03      0.0000 
          11     1.00000       COMB1 Combination         Min       0.000      91.508  -3.106E-03      0.0000 
          11     1.00000       COMB1 Combination         Min       0.000      61.205  -3.106E-03      0.0000 
          11     1.25000       COMB1 Combination         Min       0.000      66.474  -3.106E-03      0.0000 
          11     1.50000       COMB1 Combination         Min       0.000      71.742  -3.106E-03      0.0000 
          11     1.50000       COMB1 Combination         Min       0.000      41.487  -3.106E-03      0.0000 
          11     2.00000       COMB1 Combination         Min       0.000      52.025  -3.106E-03      0.0000 
          11     2.00000       COMB1 Combination         Min       0.000      21.804  -3.106E-03      0.0000 
          11     2.35000       COMB1 Combination         Min       0.000      29.181  -3.106E-03      0.0000 
          11     0.15000       COMB2 Combination         Max       0.000     129.582  -4.566E-03      0.0000 
          11     0.50000       COMB2 Combination         Max       0.000     136.958  -4.566E-03      0.0000 
          11     0.50000       COMB2 Combination         Max       0.000     103.988  -4.566E-03      0.0000 
          11     1.00000       COMB2 Combination         Max       0.000     114.525  -4.566E-03      0.0000 
          11     1.00000       COMB2 Combination         Max       0.000      81.620  -4.566E-03      0.0000 
          11     1.25000       COMB2 Combination         Max       0.000      86.889  -4.566E-03      0.0000 
          11     1.50000       COMB2 Combination         Max       0.000      92.158  -4.566E-03      0.0000 
          11     1.50000       COMB2 Combination         Max       0.000      59.316  -4.566E-03      0.0000 
          11     2.00000       COMB2 Combination         Max       0.000      69.853  -4.566E-03      0.0000 
          11     2.00000       COMB2 Combination         Max       0.000      37.059  -4.566E-03      0.0000 
          11     2.35000       COMB2 Combination         Max       0.000      44.435  -4.566E-03      0.0000 
          11     0.15000       COMB2 Combination         Min       0.000     129.582  -4.566E-03      0.0000 
          11     0.50000       COMB2 Combination         Min       0.000     136.958  -4.566E-03      0.0000 
          11     0.50000       COMB2 Combination         Min       0.000     103.988  -4.566E-03      0.0000 
          11     1.00000       COMB2 Combination         Min       0.000     114.525  -4.566E-03      0.0000 
          11     1.00000       COMB2 Combination         Min       0.000      81.620  -4.566E-03      0.0000 
          11     1.25000       COMB2 Combination         Min       0.000      86.889  -4.566E-03      0.0000 
          11     1.50000       COMB2 Combination         Min       0.000      92.158  -4.566E-03      0.0000 
          11     1.50000       COMB2 Combination         Min       0.000      59.316  -4.566E-03      0.0000 
          11     2.00000       COMB2 Combination         Min       0.000      69.853  -4.566E-03      0.0000 
          11     2.00000       COMB2 Combination         Min       0.000      37.059  -4.566E-03      0.0000 
          11     2.35000       COMB2 Combination         Min       0.000      44.435  -4.566E-03      0.0000 
          11     0.15000       COMB3 Combination         Max       0.000      97.278  -1.757E-03      0.0000 
          11     0.50000       COMB3 Combination         Max       0.000     104.655  -1.757E-03      0.0000 
          11     0.50000       COMB3 Combination         Max       0.000      74.946  -1.757E-03      0.0000 
          11     1.00000       COMB3 Combination         Max       0.000      85.484  -1.757E-03      0.0000 
          11     1.00000       COMB3 Combination         Max       0.000      55.823  -1.757E-03      0.0000 
          11     1.25000       COMB3 Combination         Max       0.000      61.092  -1.757E-03      0.0000 
          11     1.50000       COMB3 Combination         Max       0.000      66.360  -1.757E-03      0.0000 
          11     1.50000       COMB3 Combination         Max       0.000      36.744  -1.757E-03      0.0000 
          11     2.00000       COMB3 Combination         Max       0.000      47.281  -1.757E-03      0.0000 
          11     2.00000       COMB3 Combination         Max       0.000      17.696  -1.757E-03      0.0000 
          11     2.35000       COMB3 Combination         Max       0.000      25.073  -1.757E-03      0.0000 
          11     0.15000       COMB3 Combination         Min       0.000      97.278  -1.757E-03      0.0000 
          11     0.50000       COMB3 Combination         Min       0.000     104.655  -1.757E-03      0.0000 
          11     0.50000       COMB3 Combination         Min       0.000      74.946  -1.757E-03      0.0000 
          11     1.00000       COMB3 Combination         Min       0.000      85.484  -1.757E-03      0.0000 
          11     1.00000       COMB3 Combination         Min       0.000      55.823  -1.757E-03      0.0000 
          11     1.25000       COMB3 Combination         Min       0.000      61.092  -1.757E-03      0.0000 
          11     1.50000       COMB3 Combination         Min       0.000      66.360  -1.757E-03      0.0000 
          11     1.50000       COMB3 Combination         Min       0.000      36.744  -1.757E-03      0.0000 
          11     2.00000       COMB3 Combination         Min       0.000      47.281  -1.757E-03      0.0000 
          11     2.00000       COMB3 Combination         Min       0.000      17.696  -1.757E-03      0.0000 
          11     2.35000       COMB3 Combination         Min       0.000      25.073  -1.757E-03      0.0000 
          11     0.15000       COMB4 Combination         Max       0.000      94.343      -0.046      0.0000 
          11     0.50000       COMB4 Combination         Max       0.000     101.719      -0.046      0.0000 
          11     0.50000       COMB4 Combination         Max       0.000      72.047      -0.046      0.0000 
          11     1.00000       COMB4 Combination         Max       0.000      82.585      -0.046      0.0000 
          11     1.00000       COMB4 Combination         Max       0.000      52.958      -0.046      0.0000 
          11     1.25000       COMB4 Combination         Max       0.000      58.227      -0.046      0.0000 
          11     1.50000       COMB4 Combination         Max       0.000      63.496      -0.046      0.0000 
          11     1.50000       COMB4 Combination         Max       0.000      33.911      -0.046      0.0000 
          11     2.00000       COMB4 Combination         Max       0.000      44.449      -0.046      0.0000 
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          11     2.00000       COMB4 Combination         Max       0.000      14.894      -0.046      0.0000 
          11     2.35000       COMB4 Combination         Max       0.000      22.271      -0.046      0.0000 
          11     0.15000       COMB4 Combination         Min       0.000      94.343      -0.046      0.0000 
          11     0.50000       COMB4 Combination         Min       0.000     101.719      -0.046      0.0000 
          11     0.50000       COMB4 Combination         Min       0.000      72.047      -0.046      0.0000 
          11     1.00000       COMB4 Combination         Min       0.000      82.585      -0.046      0.0000 
          11     1.00000       COMB4 Combination         Min       0.000      52.958      -0.046      0.0000 
          11     1.25000       COMB4 Combination         Min       0.000      58.227      -0.046      0.0000 
          11     1.50000       COMB4 Combination         Min       0.000      63.496      -0.046      0.0000 
          11     1.50000       COMB4 Combination         Min       0.000      33.911      -0.046      0.0000 
          11     2.00000       COMB4 Combination         Min       0.000      44.449      -0.046      0.0000 
          11     2.00000       COMB4 Combination         Min       0.000      14.894      -0.046      0.0000 
          11     2.35000       COMB4 Combination         Min       0.000      22.271      -0.046      0.0000 
          11     0.15000       COMB5 Combination         Max       0.000     122.911  -3.216E-03      0.0000 
          11     0.50000       COMB5 Combination         Max       0.000     130.287  -3.216E-03      0.0000 
          11     0.50000       COMB5 Combination         Max       0.000      97.963  -3.216E-03      0.0000 
          11     1.00000       COMB5 Combination         Max       0.000     108.501  -3.216E-03      0.0000 
          11     1.00000       COMB5 Combination         Max       0.000      76.238  -3.216E-03      0.0000 
          11     1.25000       COMB5 Combination         Max       0.000      81.507  -3.216E-03      0.0000 
          11     1.50000       COMB5 Combination         Max       0.000      86.776  -3.216E-03      0.0000 
          11     1.50000       COMB5 Combination         Max       0.000      54.573  -3.216E-03      0.0000 
          11     2.00000       COMB5 Combination         Max       0.000      65.110  -3.216E-03      0.0000 
          11     2.00000       COMB5 Combination         Max       0.000      32.950  -3.216E-03      0.0000 
          11     2.35000       COMB5 Combination         Max       0.000      40.327  -3.216E-03      0.0000 
          11     0.15000       COMB5 Combination         Min       0.000     122.911  -3.216E-03      0.0000 
          11     0.50000       COMB5 Combination         Min       0.000     130.287  -3.216E-03      0.0000 
          11     0.50000       COMB5 Combination         Min       0.000      97.963  -3.216E-03      0.0000 
          11     1.00000       COMB5 Combination         Min       0.000     108.501  -3.216E-03      0.0000 
          11     1.00000       COMB5 Combination         Min       0.000      76.238  -3.216E-03      0.0000 
          11     1.25000       COMB5 Combination         Min       0.000      81.507  -3.216E-03      0.0000 
          11     1.50000       COMB5 Combination         Min       0.000      86.776  -3.216E-03      0.0000 
          11     1.50000       COMB5 Combination         Min       0.000      54.573  -3.216E-03      0.0000 
          11     2.00000       COMB5 Combination         Min       0.000      65.110  -3.216E-03      0.0000 
          11     2.00000       COMB5 Combination         Min       0.000      32.950  -3.216E-03      0.0000 
          11     2.35000       COMB5 Combination         Min       0.000      40.327  -3.216E-03      0.0000 
          11     0.15000       COMB6 Combination         Max       0.000     119.976      -0.047      0.0000 
          11     0.50000       COMB6 Combination         Max       0.000     127.352      -0.047      0.0000 
          11     0.50000       COMB6 Combination         Max       0.000      95.065      -0.047      0.0000 
          11     1.00000       COMB6 Combination         Max       0.000     105.602      -0.047      0.0000 
          11     1.00000       COMB6 Combination         Max       0.000      73.374      -0.047      0.0000 
          11     1.25000       COMB6 Combination         Max       0.000      78.643      -0.047      0.0000 
          11     1.50000       COMB6 Combination         Max       0.000      83.911      -0.047      0.0000 
          11     1.50000       COMB6 Combination         Max       0.000      51.740      -0.047      0.0000 
          11     2.00000       COMB6 Combination         Max       0.000      62.278      -0.047      0.0000 
          11     2.00000       COMB6 Combination         Max       0.000      30.148      -0.047      0.0000 
          11     2.35000       COMB6 Combination         Max       0.000      37.525      -0.047      0.0000 
          11     0.15000       COMB6 Combination         Min       0.000     119.976      -0.047      0.0000 
          11     0.50000       COMB6 Combination         Min       0.000     127.352      -0.047      0.0000 
          11     0.50000       COMB6 Combination         Min       0.000      95.065      -0.047      0.0000 
          11     1.00000       COMB6 Combination         Min       0.000     105.602      -0.047      0.0000 
          11     1.00000       COMB6 Combination         Min       0.000      73.374      -0.047      0.0000 
          11     1.25000       COMB6 Combination         Min       0.000      78.643      -0.047      0.0000 
          11     1.50000       COMB6 Combination         Min       0.000      83.911      -0.047      0.0000 
          11     1.50000       COMB6 Combination         Min       0.000      51.740      -0.047      0.0000 
          11     2.00000       COMB6 Combination         Min       0.000      62.278      -0.047      0.0000 
          11     2.00000       COMB6 Combination         Min       0.000      30.148      -0.047      0.0000 
          11     2.35000       COMB6 Combination         Min       0.000      37.525      -0.047      0.0000 
          11     0.15000       COMB7 Combination         Max       0.000     117.863  -2.816E-03      0.0000 
          11     0.50000       COMB7 Combination         Max       0.000     125.240  -2.816E-03      0.0000 
          11     0.50000       COMB7 Combination         Max       0.000      94.902  -2.816E-03      0.0000 
          11     1.00000       COMB7 Combination         Max       0.000     105.440  -2.816E-03      0.0000 
          11     1.00000       COMB7 Combination         Max       0.000      75.162  -2.816E-03      0.0000 
          11     1.25000       COMB7 Combination         Max       0.000      80.431  -2.816E-03      0.0000 
          11     1.50000       COMB7 Combination         Max       0.000      85.700  -2.816E-03      0.0000 
          11     1.50000       COMB7 Combination         Max       0.000      55.480  -2.816E-03      0.0000 
          11     2.00000       COMB7 Combination         Max       0.000      66.018  -2.816E-03      0.0000 
          11     2.00000       COMB7 Combination         Max       0.000      35.842  -2.816E-03      0.0000 
          11     2.35000       COMB7 Combination         Max       0.000      43.219  -2.816E-03      0.0000 
          11     0.15000       COMB7 Combination         Min       0.000     117.863  -2.816E-03      0.0000 
          11     0.50000       COMB7 Combination         Min       0.000     125.240  -2.816E-03      0.0000 
          11     0.50000       COMB7 Combination         Min       0.000      94.902  -2.816E-03      0.0000 
          11     1.00000       COMB7 Combination         Min       0.000     105.440  -2.816E-03      0.0000 
          11     1.00000       COMB7 Combination         Min       0.000      75.162  -2.816E-03      0.0000 
          11     1.25000       COMB7 Combination         Min       0.000      80.431  -2.816E-03      0.0000 
          11     1.50000       COMB7 Combination         Min       0.000      85.700  -2.816E-03      0.0000 
          11     1.50000       COMB7 Combination         Min       0.000      55.480  -2.816E-03      0.0000 
          11     2.00000       COMB7 Combination         Min       0.000      66.018  -2.816E-03      0.0000 
          11     2.00000       COMB7 Combination         Min       0.000      35.842  -2.816E-03      0.0000 
          11     2.35000       COMB7 Combination         Min       0.000      43.219  -2.816E-03      0.0000 
          11     0.15000       COMB8 Combination         Max       0.000     143.496  -4.275E-03      0.0000 
          11     0.50000       COMB8 Combination         Max       0.000     150.873  -4.275E-03      0.0000 
          11     0.50000       COMB8 Combination         Max       0.000     117.919  -4.275E-03      0.0000 
          11     1.00000       COMB8 Combination         Max       0.000     128.457  -4.275E-03      0.0000 
          11     1.00000       COMB8 Combination         Max       0.000      95.578  -4.275E-03      0.0000 
          11     1.25000       COMB8 Combination         Max       0.000     100.846  -4.275E-03      0.0000 
          11     1.50000       COMB8 Combination         Max       0.000     106.115  -4.275E-03      0.0000 
          11     1.50000       COMB8 Combination         Max       0.000      73.309  -4.275E-03      0.0000 
          11     2.00000       COMB8 Combination         Max       0.000      83.847  -4.275E-03      0.0000 
          11     2.00000       COMB8 Combination         Max       0.000      51.097  -4.275E-03      0.0000 
          11     2.35000       COMB8 Combination         Max       0.000      58.473  -4.275E-03      0.0000 
          11     0.15000       COMB8 Combination         Min       0.000     143.496  -4.275E-03      0.0000 
          11     0.50000       COMB8 Combination         Min       0.000     150.873  -4.275E-03      0.0000 
          11     0.50000       COMB8 Combination         Min       0.000     117.919  -4.275E-03      0.0000 
          11     1.00000       COMB8 Combination         Min       0.000     128.457  -4.275E-03      0.0000 
          11     1.00000       COMB8 Combination         Min       0.000      95.578  -4.275E-03      0.0000 
          11     1.25000       COMB8 Combination         Min       0.000     100.846  -4.275E-03      0.0000 
          11     1.50000       COMB8 Combination         Min       0.000     106.115  -4.275E-03      0.0000 
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          11     1.50000       COMB8 Combination         Min       0.000      73.309  -4.275E-03      0.0000 
          11     2.00000       COMB8 Combination         Min       0.000      83.847  -4.275E-03      0.0000 
          11     2.00000       COMB8 Combination         Min       0.000      51.097  -4.275E-03      0.0000 
          11     2.35000       COMB8 Combination         Min       0.000      58.473  -4.275E-03      0.0000 
          11     0.15000       COMB9 Combination         Max       0.000     111.193  -1.466E-03      0.0000 
          11     0.50000       COMB9 Combination         Max       0.000     118.569  -1.466E-03      0.0000 
          11     0.50000       COMB9 Combination         Max       0.000      88.878  -1.466E-03      0.0000 
          11     1.00000       COMB9 Combination         Max       0.000      99.415  -1.466E-03      0.0000 
          11     1.00000       COMB9 Combination         Max       0.000      69.780  -1.466E-03      0.0000 
          11     1.25000       COMB9 Combination         Max       0.000      75.049  -1.466E-03      0.0000 
          11     1.50000       COMB9 Combination         Max       0.000      80.318  -1.466E-03      0.0000 
          11     1.50000       COMB9 Combination         Max       0.000      50.737  -1.466E-03      0.0000 
          11     2.00000       COMB9 Combination         Max       0.000      61.274  -1.466E-03      0.0000 
          11     2.00000       COMB9 Combination         Max       0.000      31.734  -1.466E-03      0.0000 
          11     2.35000       COMB9 Combination         Max       0.000      39.111  -1.466E-03      0.0000 
          11     0.15000       COMB9 Combination         Min       0.000     111.193  -1.466E-03      0.0000 
          11     0.50000       COMB9 Combination         Min       0.000     118.569  -1.466E-03      0.0000 
          11     0.50000       COMB9 Combination         Min       0.000      88.878  -1.466E-03      0.0000 
          11     1.00000       COMB9 Combination         Min       0.000      99.415  -1.466E-03      0.0000 
          11     1.00000       COMB9 Combination         Min       0.000      69.780  -1.466E-03      0.0000 
          11     1.25000       COMB9 Combination         Min       0.000      75.049  -1.466E-03      0.0000 
          11     1.50000       COMB9 Combination         Min       0.000      80.318  -1.466E-03      0.0000 
          11     1.50000       COMB9 Combination         Min       0.000      50.737  -1.466E-03      0.0000 
          11     2.00000       COMB9 Combination         Min       0.000      61.274  -1.466E-03      0.0000 
          11     2.00000       COMB9 Combination         Min       0.000      31.734  -1.466E-03      0.0000 
          11     2.35000       COMB9 Combination         Min       0.000      39.111  -1.466E-03      0.0000 
          11     0.15000      COMB10 Combination         Max       0.000     108.258      -0.046      0.0000 
          11     0.50000      COMB10 Combination         Max       0.000     115.634      -0.046      0.0000 
          11     0.50000      COMB10 Combination         Max       0.000      85.979      -0.046      0.0000 
          11     1.00000      COMB10 Combination         Max       0.000      96.516      -0.046      0.0000 
          11     1.00000      COMB10 Combination         Max       0.000      66.916      -0.046      0.0000 
          11     1.25000      COMB10 Combination         Max       0.000      72.184      -0.046      0.0000 
          11     1.50000      COMB10 Combination         Max       0.000      77.453      -0.046      0.0000 
          11     1.50000      COMB10 Combination         Max       0.000      47.905      -0.046      0.0000 
          11     2.00000      COMB10 Combination         Max       0.000      58.442      -0.046      0.0000 
          11     2.00000      COMB10 Combination         Max       0.000      28.932      -0.046      0.0000 
          11     2.35000      COMB10 Combination         Max       0.000      36.309      -0.046      0.0000 
          11     0.15000      COMB10 Combination         Min       0.000     108.258      -0.046      0.0000 
          11     0.50000      COMB10 Combination         Min       0.000     115.634      -0.046      0.0000 
          11     0.50000      COMB10 Combination         Min       0.000      85.979      -0.046      0.0000 
          11     1.00000      COMB10 Combination         Min       0.000      96.516      -0.046      0.0000 
          11     1.00000      COMB10 Combination         Min       0.000      66.916      -0.046      0.0000 
          11     1.25000      COMB10 Combination         Min       0.000      72.184      -0.046      0.0000 
          11     1.50000      COMB10 Combination         Min       0.000      77.453      -0.046      0.0000 
          11     1.50000      COMB10 Combination         Min       0.000      47.905      -0.046      0.0000 
          11     2.00000      COMB10 Combination         Min       0.000      58.442      -0.046      0.0000 
          11     2.00000      COMB10 Combination         Min       0.000      28.932      -0.046      0.0000 
          11     2.35000      COMB10 Combination         Min       0.000      36.309      -0.046      0.0000 
          11     0.15000      COMB11 Combination         Max       0.000     136.826  -2.925E-03      0.0000 
          11     0.50000      COMB11 Combination         Max       0.000     144.202  -2.925E-03      0.0000 
          11     0.50000      COMB11 Combination         Max       0.000     111.895  -2.925E-03      0.0000 
          11     1.00000      COMB11 Combination         Max       0.000     122.432  -2.925E-03      0.0000 
          11     1.00000      COMB11 Combination         Max       0.000      90.196  -2.925E-03      0.0000 
          11     1.25000      COMB11 Combination         Max       0.000      95.464  -2.925E-03      0.0000 
          11     1.50000      COMB11 Combination         Max       0.000     100.733  -2.925E-03      0.0000 
          11     1.50000      COMB11 Combination         Max       0.000      68.566  -2.925E-03      0.0000 
          11     2.00000      COMB11 Combination         Max       0.000      79.103  -2.925E-03      0.0000 
          11     2.00000      COMB11 Combination         Max       0.000      46.989  -2.925E-03      0.0000 
          11     2.35000      COMB11 Combination         Max       0.000      54.365  -2.925E-03      0.0000 
          11     0.15000      COMB11 Combination         Min       0.000     136.826  -2.925E-03      0.0000 
          11     0.50000      COMB11 Combination         Min       0.000     144.202  -2.925E-03      0.0000 
          11     0.50000      COMB11 Combination         Min       0.000     111.895  -2.925E-03      0.0000 
          11     1.00000      COMB11 Combination         Min       0.000     122.432  -2.925E-03      0.0000 
          11     1.00000      COMB11 Combination         Min       0.000      90.196  -2.925E-03      0.0000 
          11     1.25000      COMB11 Combination         Min       0.000      95.464  -2.925E-03      0.0000 
          11     1.50000      COMB11 Combination         Min       0.000     100.733  -2.925E-03      0.0000 
          11     1.50000      COMB11 Combination         Min       0.000      68.566  -2.925E-03      0.0000 
          11     2.00000      COMB11 Combination         Min       0.000      79.103  -2.925E-03      0.0000 
          11     2.00000      COMB11 Combination         Min       0.000      46.989  -2.925E-03      0.0000 
          11     2.35000      COMB11 Combination         Min       0.000      54.365  -2.925E-03      0.0000 
          11     0.15000      COMB12 Combination         Max       0.000     133.891      -0.047      0.0000 
          11     0.50000      COMB12 Combination         Max       0.000     141.267      -0.047      0.0000 
          11     0.50000      COMB12 Combination         Max       0.000     108.996      -0.047      0.0000 
          11     1.00000      COMB12 Combination         Max       0.000     119.533      -0.047      0.0000 
          11     1.00000      COMB12 Combination         Max       0.000      87.331      -0.047      0.0000 
          11     1.25000      COMB12 Combination         Max       0.000      92.600      -0.047      0.0000 
          11     1.50000      COMB12 Combination         Max       0.000      97.869      -0.047      0.0000 
          11     1.50000      COMB12 Combination         Max       0.000      65.733      -0.047      0.0000 
          11     2.00000      COMB12 Combination         Max       0.000      76.271      -0.047      0.0000 
          11     2.00000      COMB12 Combination         Max       0.000      44.187      -0.047      0.0000 
          11     2.35000      COMB12 Combination         Max       0.000      51.563      -0.047      0.0000 
          11     0.15000      COMB12 Combination         Min       0.000     133.891      -0.047      0.0000 
          11     0.50000      COMB12 Combination         Min       0.000     141.267      -0.047      0.0000 
          11     0.50000      COMB12 Combination         Min       0.000     108.996      -0.047      0.0000 
          11     1.00000      COMB12 Combination         Min       0.000     119.533      -0.047      0.0000 
          11     1.00000      COMB12 Combination         Min       0.000      87.331      -0.047      0.0000 
          11     1.25000      COMB12 Combination         Min       0.000      92.600      -0.047      0.0000 
          11     1.50000      COMB12 Combination         Min       0.000      97.869      -0.047      0.0000 
          11     1.50000      COMB12 Combination         Min       0.000      65.733      -0.047      0.0000 
          11     2.00000      COMB12 Combination         Min       0.000      76.271      -0.047      0.0000 
          11     2.00000      COMB12 Combination         Min       0.000      44.187      -0.047      0.0000 
          11     2.35000      COMB12 Combination         Min       0.000      51.563      -0.047      0.0000 
          11     0.15000      COMB13 Combination         Max       0.864     144.210       0.405      0.0000 
          11     0.50000      COMB13 Combination         Max       0.864     151.587       0.405      0.0000 
          11     0.50000      COMB13 Combination         Max       0.538     118.663       0.263      0.0000 
          11     1.00000      COMB13 Combination         Max       0.538     129.200       0.263      0.0000 
          11     1.00000      COMB13 Combination         Max   5.371E-07      96.350       0.126      0.0000 
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          11     1.25000      COMB13 Combination         Max   5.371E-07     101.619       0.126      0.0000 
          11     1.50000      COMB13 Combination         Max   5.371E-07     106.888       0.126      0.0000 
          11     1.50000      COMB13 Combination         Max       0.538      74.112       0.318      0.0000 
          11     2.00000      COMB13 Combination         Max       0.538      84.649       0.318      0.0000 
          11     2.00000      COMB13 Combination         Max       0.864      51.929       0.422      0.0000 
          11     2.35000      COMB13 Combination         Max       0.864      59.305       0.422      0.0000 
          11     0.15000      COMB13 Combination         Min      -0.864     128.868      -0.414      0.0000 
          11     0.50000      COMB13 Combination         Min      -0.864     136.244      -0.414      0.0000 
          11     0.50000      COMB13 Combination         Min      -0.538     103.245      -0.272      0.0000 
          11     1.00000      COMB13 Combination         Min      -0.538     113.782      -0.272      0.0000 
          11     1.00000      COMB13 Combination         Min  -5.371E-07      80.848      -0.135      0.0000 
          11     1.25000      COMB13 Combination         Min  -5.371E-07      86.116      -0.135      0.0000 
          11     1.50000      COMB13 Combination         Min  -5.371E-07      91.385      -0.135      0.0000 
          11     1.50000      COMB13 Combination         Min      -0.538      58.513      -0.327      0.0000 
          11     2.00000      COMB13 Combination         Min      -0.538      69.051      -0.327      0.0000 
          11     2.00000      COMB13 Combination         Min      -0.864      36.226      -0.431      0.0000 
          11     2.35000      COMB13 Combination         Min      -0.864      43.602      -0.431      0.0000 
          11     0.15000      COMB14 Combination         Max       0.103     147.959       0.698      0.0000 
          11     0.50000      COMB14 Combination         Max       0.103     155.335       0.698      0.0000 
          11     0.50000      COMB14 Combination         Max       0.064     122.262       0.529      0.0000 
          11     1.00000      COMB14 Combination         Max       0.064     132.800       0.529      0.0000 
          11     1.00000      COMB14 Combination         Max   4.756E-07      99.804       0.159      0.0000 
          11     1.25000      COMB14 Combination         Max   4.756E-07     105.073       0.159      0.0000 
          11     1.50000      COMB14 Combination         Max   4.756E-07     110.341       0.159      0.0000 
          11     1.50000      COMB14 Combination         Max       0.064      77.421       0.380      0.0000 
          11     2.00000      COMB14 Combination         Max       0.064      87.959       0.380      0.0000 
          11     2.00000      COMB14 Combination         Max       0.103      55.097       0.618      0.0000 
          11     2.35000      COMB14 Combination         Max       0.103      62.473       0.618      0.0000 
          11     0.15000      COMB14 Combination         Min      -0.103     125.119      -0.707      0.0000 
          11     0.50000      COMB14 Combination         Min      -0.103     132.495      -0.707      0.0000 
          11     0.50000      COMB14 Combination         Min      -0.064      99.645      -0.538      0.0000 
          11     1.00000      COMB14 Combination         Min      -0.064     110.182      -0.538      0.0000 
          11     1.00000      COMB14 Combination         Min  -4.756E-07      77.394      -0.168      0.0000 
          11     1.25000      COMB14 Combination         Min  -4.756E-07      82.663      -0.168      0.0000 
          11     1.50000      COMB14 Combination         Min  -4.756E-07      87.932      -0.168      0.0000 
          11     1.50000      COMB14 Combination         Min      -0.064      55.204      -0.389      0.0000 
          11     2.00000      COMB14 Combination         Min      -0.064      65.741      -0.389      0.0000 
          11     2.00000      COMB14 Combination         Min      -0.103      33.059      -0.627      0.0000 
          11     2.35000      COMB14 Combination         Min      -0.103      40.435      -0.627      0.0000 
          11     0.15000         INV Combination         Max       0.864     147.959       0.698      0.0000 
          11     0.50000         INV Combination         Max       0.864     155.335       0.698      0.0000 
          11     0.50000         INV Combination         Max       0.538     122.262       0.529      0.0000 
          11     1.00000         INV Combination         Max       0.538     132.800       0.529      0.0000 
          11     1.00000         INV Combination         Max   5.371E-07      99.804       0.159      0.0000 
          11     1.25000         INV Combination         Max   5.371E-07     105.073       0.159      0.0000 
          11     1.50000         INV Combination         Max   5.371E-07     110.341       0.159      0.0000 
          11     1.50000         INV Combination         Max       0.538      77.421       0.380      0.0000 
          11     2.00000         INV Combination         Max       0.538      87.959       0.380      0.0000 
          11     2.00000         INV Combination         Max       0.864      55.097       0.618      0.0000 
          11     2.35000         INV Combination         Max       0.864      62.473       0.618      0.0000 
          11     0.15000         INV Combination         Min      -0.864      94.343      -0.707      0.0000 
          11     0.50000         INV Combination         Min      -0.864     101.719      -0.707      0.0000 
          11     0.50000         INV Combination         Min      -0.538      72.047      -0.538      0.0000 
          11     1.00000         INV Combination         Min      -0.538      82.585      -0.538      0.0000 
          11     1.00000         INV Combination         Min  -5.371E-07      52.958      -0.168      0.0000 
          11     1.25000         INV Combination         Min  -5.371E-07      58.227      -0.168      0.0000 
          11     1.50000         INV Combination         Min  -5.371E-07      63.496      -0.168      0.0000 
          11     1.50000         INV Combination         Min      -0.538      33.911      -0.389      0.0000 
          11     2.00000         INV Combination         Min      -0.538      44.449      -0.389      0.0000 
          11     2.00000         INV Combination         Min      -0.864      14.894      -0.627      0.0000 
          11     2.35000         INV Combination         Min      -0.864      22.271      -0.627      0.0000 
          12     0.15000          PP   LinStatic                   0.000      54.637  -3.837E-04      0.0000 
          12     0.50000          PP   LinStatic                   0.000      60.264  -3.837E-04      0.0000 
          12     0.50000          PP   LinStatic                   0.000      36.354  -3.837E-04      0.0000 
          12     1.00000          PP   LinStatic                   0.000      44.391  -3.837E-04      0.0000 
          12     1.00000          PP   LinStatic                   0.000      20.504  -3.837E-04      0.0000 
          12     1.25000          PP   LinStatic                   0.000      24.522  -3.837E-04      0.0000 
          12     1.50000          PP   LinStatic                   0.000      28.541  -3.837E-04      0.0000 
          12     1.50000          PP   LinStatic                   0.000       4.671  -3.837E-04      0.0000 
          12     2.00000          PP   LinStatic                   0.000      12.709  -3.837E-04      0.0000 
          12     2.00000          PP   LinStatic                   0.000     -11.152  -3.837E-04      0.0000 
          12     2.35000          PP   LinStatic                   0.000      -5.525  -3.837E-04      0.0000 
          12     0.15000        PERM   LinStatic                   0.000      21.030  -9.612E-04      0.0000 
          12     0.50000        PERM   LinStatic                   0.000      22.780  -9.612E-04      0.0000 
          12     0.50000        PERM   LinStatic                   0.000      16.534  -9.612E-04      0.0000 
          12     1.00000        PERM   LinStatic                   0.000      19.034  -9.612E-04      0.0000 
          12     1.00000        PERM   LinStatic                   0.000      12.798  -9.612E-04      0.0000 
          12     1.25000        PERM   LinStatic                   0.000      14.048  -9.612E-04      0.0000 
          12     1.50000        PERM   LinStatic                   0.000      15.298  -9.612E-04      0.0000 
          12     1.50000        PERM   LinStatic                   0.000       9.072  -9.612E-04      0.0000 
          12     2.00000        PERM   LinStatic                   0.000      11.572  -9.612E-04      0.0000 
          12     2.00000        PERM   LinStatic                   0.000       5.353  -9.612E-04      0.0000 
          12     2.35000        PERM   LinStatic                   0.000       7.103  -9.612E-04      0.0000 
          12     0.15000        NEVE   LinStatic                   0.000      14.731  -6.577E-04      0.0000 
          12     0.50000        NEVE   LinStatic                   0.000      14.731  -6.577E-04      0.0000 
          12     0.50000        NEVE   LinStatic                   0.000      12.168  -6.577E-04      0.0000 
          12     1.00000        NEVE   LinStatic                   0.000      12.168  -6.577E-04      0.0000 
          12     1.00000        NEVE   LinStatic                   0.000       9.611  -6.577E-04      0.0000 
          12     1.25000        NEVE   LinStatic                   0.000       9.611  -6.577E-04      0.0000 
          12     1.50000        NEVE   LinStatic                   0.000       9.611  -6.577E-04      0.0000 
          12     1.50000        NEVE   LinStatic                   0.000       7.062  -6.577E-04      0.0000 
          12     2.00000        NEVE   LinStatic                   0.000       7.062  -6.577E-04      0.0000 
          12     2.00000        NEVE   LinStatic                   0.000       4.518  -6.577E-04      0.0000 
          12     2.35000        NEVE   LinStatic                   0.000       4.518  -6.577E-04      0.0000 
          12     0.15000      VENTOX   LinStatic                   0.000      -3.669   1.598E-03      0.0000 
          12     0.50000      VENTOX   LinStatic                   0.000      -3.669   1.598E-03      0.0000 
          12     0.50000      VENTOX   LinStatic                   0.000      -3.036   1.598E-03      0.0000 
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          12     1.00000      VENTOX   LinStatic                   0.000      -3.036   1.598E-03      0.0000 
          12     1.00000      VENTOX   LinStatic                   0.000      -2.406   1.598E-03      0.0000 
          12     1.25000      VENTOX   LinStatic                   0.000      -2.406   1.598E-03      0.0000 
          12     1.50000      VENTOX   LinStatic                   0.000      -2.406   1.598E-03      0.0000 
          12     1.50000      VENTOX   LinStatic                   0.000      -1.777   1.598E-03      0.0000 
          12     2.00000      VENTOX   LinStatic                   0.000      -1.777   1.598E-03      0.0000 
          12     2.00000      VENTOX   LinStatic                   0.000      -1.149   1.598E-03      0.0000 
          12     2.35000      VENTOX   LinStatic                   0.000      -1.149   1.598E-03      0.0000 
          12     0.15000      VENTOY   LinStatic                   0.000      -9.320      -0.019      0.0000 
          12     0.50000      VENTOY   LinStatic                   0.000      -9.320      -0.019      0.0000 
          12     0.50000      VENTOY   LinStatic                   0.000      -8.660      -0.019      0.0000 
          12     1.00000      VENTOY   LinStatic                   0.000      -8.660      -0.019      0.0000 
          12     1.00000      VENTOY   LinStatic                   0.000      -8.006      -0.019      0.0000 
          12     1.25000      VENTOY   LinStatic                   0.000      -8.006      -0.019      0.0000 
          12     1.50000      VENTOY   LinStatic                   0.000      -8.006      -0.019      0.0000 
          12     1.50000      VENTOY   LinStatic                   0.000      -7.357      -0.019      0.0000 
          12     2.00000      VENTOY   LinStatic                   0.000      -7.357      -0.019      0.0000 
          12     2.00000      VENTOY   LinStatic                   0.000      -6.713      -0.019      0.0000 
          12     2.35000      VENTOY   LinStatic                   0.000      -6.713      -0.019      0.0000 
          12     0.15000      SISMAX LinRespSpec         Max       0.200       0.276       0.622      0.0000 
          12     0.50000      SISMAX LinRespSpec         Max       0.200       0.276       0.622      0.0000 
          12     0.50000      SISMAX LinRespSpec         Max       0.124       0.331       0.374      0.0000 
          12     1.00000      SISMAX LinRespSpec         Max       0.124       0.331       0.374      0.0000 
          12     1.00000      SISMAX LinRespSpec         Max   1.193E-07       0.385       0.134      0.0000 
          12     1.25000      SISMAX LinRespSpec         Max   1.193E-07       0.385       0.134      0.0000 
          12     1.50000      SISMAX LinRespSpec         Max   1.193E-07       0.385       0.134      0.0000 
          12     1.50000      SISMAX LinRespSpec         Max       0.124       0.440       0.536      0.0000 
          12     2.00000      SISMAX LinRespSpec         Max       0.124       0.440       0.536      0.0000 
          12     2.00000      SISMAX LinRespSpec         Max       0.200       0.496       0.710      0.0000 
          12     2.35000      SISMAX LinRespSpec         Max       0.200       0.496       0.710      0.0000 
          12     0.15000      SISMAY LinRespSpec         Max       0.701      17.244       0.432      0.0000 
          12     0.50000      SISMAY LinRespSpec         Max       0.701      17.244       0.432      0.0000 
          12     0.50000      SISMAY LinRespSpec         Max       0.437      17.164       0.332      0.0000 
          12     1.00000      SISMAY LinRespSpec         Max       0.437      17.164       0.332      0.0000 
          12     1.00000      SISMAY LinRespSpec         Max   5.567E-07      17.095       0.140      0.0000 
          12     1.25000      SISMAY LinRespSpec         Max   5.567E-07      17.095       0.140      0.0000 
          12     1.50000      SISMAY LinRespSpec         Max   5.567E-07      17.095       0.140      0.0000 
          12     1.50000      SISMAY LinRespSpec         Max       0.437      17.037       0.270      0.0000 
          12     2.00000      SISMAY LinRespSpec         Max       0.437      17.037       0.270      0.0000 
          12     2.00000      SISMAY LinRespSpec         Max       0.701      16.990       0.417      0.0000 
          12     2.35000      SISMAY LinRespSpec         Max       0.701      16.990       0.417      0.0000 
          12     0.15000        TERM   LinStatic                   0.000       1.760   4.420E-04      0.0000 
          12     0.50000        TERM   LinStatic                   0.000       1.760   4.420E-04      0.0000 
          12     0.50000        TERM   LinStatic                   0.000       1.735   4.420E-04      0.0000 
          12     1.00000        TERM   LinStatic                   0.000       1.735   4.420E-04      0.0000 
          12     1.00000        TERM   LinStatic                   0.000       1.712   4.420E-04      0.0000 
          12     1.25000        TERM   LinStatic                   0.000       1.712   4.420E-04      0.0000 
          12     1.50000        TERM   LinStatic                   0.000       1.712   4.420E-04      0.0000 
          12     1.50000        TERM   LinStatic                   0.000       1.690   4.420E-04      0.0000 
          12     2.00000        TERM   LinStatic                   0.000       1.690   4.420E-04      0.0000 
          12     2.00000        TERM   LinStatic                   0.000       1.669   4.420E-04      0.0000 
          12     2.35000        TERM   LinStatic                   0.000       1.669   4.420E-04      0.0000 
          12     0.15000       COMB1 Combination         Max       0.000      77.427  -9.029E-04      0.0000 
          12     0.50000       COMB1 Combination         Max       0.000      84.804  -9.029E-04      0.0000 
          12     0.50000       COMB1 Combination         Max       0.000      54.623  -9.029E-04      0.0000 
          12     1.00000       COMB1 Combination         Max       0.000      65.160  -9.029E-04      0.0000 
          12     1.00000       COMB1 Combination         Max       0.000      35.013  -9.029E-04      0.0000 
          12     1.25000       COMB1 Combination         Max       0.000      40.282  -9.029E-04      0.0000 
          12     1.50000       COMB1 Combination         Max       0.000      45.551  -9.029E-04      0.0000 
          12     1.50000       COMB1 Combination         Max       0.000      15.433  -9.029E-04      0.0000 
          12     2.00000       COMB1 Combination         Max       0.000      25.970  -9.029E-04      0.0000 
          12     2.00000       COMB1 Combination         Max       0.000      -4.130  -9.029E-04      0.0000 
          12     2.35000       COMB1 Combination         Max       0.000       3.247  -9.029E-04      0.0000 
          12     0.15000       COMB1 Combination         Min       0.000      77.427  -9.029E-04      0.0000 
          12     0.50000       COMB1 Combination         Min       0.000      84.804  -9.029E-04      0.0000 
          12     0.50000       COMB1 Combination         Min       0.000      54.623  -9.029E-04      0.0000 
          12     1.00000       COMB1 Combination         Min       0.000      65.160  -9.029E-04      0.0000 
          12     1.00000       COMB1 Combination         Min       0.000      35.013  -9.029E-04      0.0000 
          12     1.25000       COMB1 Combination         Min       0.000      40.282  -9.029E-04      0.0000 
          12     1.50000       COMB1 Combination         Min       0.000      45.551  -9.029E-04      0.0000 
          12     1.50000       COMB1 Combination         Min       0.000      15.433  -9.029E-04      0.0000 
          12     2.00000       COMB1 Combination         Min       0.000      25.970  -9.029E-04      0.0000 
          12     2.00000       COMB1 Combination         Min       0.000      -4.130  -9.029E-04      0.0000 
          12     2.35000       COMB1 Combination         Min       0.000       3.247  -9.029E-04      0.0000 
          12     0.15000       COMB2 Combination         Max       0.000      92.159  -1.561E-03      0.0000 
          12     0.50000       COMB2 Combination         Max       0.000      99.535  -1.561E-03      0.0000 
          12     0.50000       COMB2 Combination         Max       0.000      66.790  -1.561E-03      0.0000 
          12     1.00000       COMB2 Combination         Max       0.000      77.328  -1.561E-03      0.0000 
          12     1.00000       COMB2 Combination         Max       0.000      44.625  -1.561E-03      0.0000 
          12     1.25000       COMB2 Combination         Max       0.000      49.893  -1.561E-03      0.0000 
          12     1.50000       COMB2 Combination         Max       0.000      55.162  -1.561E-03      0.0000 
          12     1.50000       COMB2 Combination         Max       0.000      22.495  -1.561E-03      0.0000 
          12     2.00000       COMB2 Combination         Max       0.000      33.032  -1.561E-03      0.0000 
          12     2.00000       COMB2 Combination         Max       0.000       0.388  -1.561E-03      0.0000 
          12     2.35000       COMB2 Combination         Max       0.000       7.765  -1.561E-03      0.0000 
          12     0.15000       COMB2 Combination         Min       0.000      92.159  -1.561E-03      0.0000 
          12     0.50000       COMB2 Combination         Min       0.000      99.535  -1.561E-03      0.0000 
          12     0.50000       COMB2 Combination         Min       0.000      66.790  -1.561E-03      0.0000 
          12     1.00000       COMB2 Combination         Min       0.000      77.328  -1.561E-03      0.0000 
          12     1.00000       COMB2 Combination         Min       0.000      44.625  -1.561E-03      0.0000 
          12     1.25000       COMB2 Combination         Min       0.000      49.893  -1.561E-03      0.0000 
          12     1.50000       COMB2 Combination         Min       0.000      55.162  -1.561E-03      0.0000 
          12     1.50000       COMB2 Combination         Min       0.000      22.495  -1.561E-03      0.0000 
          12     2.00000       COMB2 Combination         Min       0.000      33.032  -1.561E-03      0.0000 
          12     2.00000       COMB2 Combination         Min       0.000       0.388  -1.561E-03      0.0000 
          12     2.35000       COMB2 Combination         Min       0.000       7.765  -1.561E-03      0.0000 
          12     0.15000       COMB3 Combination         Max       0.000      73.759   6.955E-04      0.0000 
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          12     0.50000       COMB3 Combination         Max       0.000      81.135   6.955E-04      0.0000 
          12     0.50000       COMB3 Combination         Max       0.000      51.586   6.955E-04      0.0000 
          12     1.00000       COMB3 Combination         Max       0.000      62.124   6.955E-04      0.0000 
          12     1.00000       COMB3 Combination         Max       0.000      32.607   6.955E-04      0.0000 
          12     1.25000       COMB3 Combination         Max       0.000      37.876   6.955E-04      0.0000 
          12     1.50000       COMB3 Combination         Max       0.000      43.145   6.955E-04      0.0000 
          12     1.50000       COMB3 Combination         Max       0.000      13.656   6.955E-04      0.0000 
          12     2.00000       COMB3 Combination         Max       0.000      24.194   6.955E-04      0.0000 
          12     2.00000       COMB3 Combination         Max       0.000      -5.279   6.955E-04      0.0000 
          12     2.35000       COMB3 Combination         Max       0.000       2.098   6.955E-04      0.0000 
          12     0.15000       COMB3 Combination         Min       0.000      73.759   6.955E-04      0.0000 
          12     0.50000       COMB3 Combination         Min       0.000      81.135   6.955E-04      0.0000 
          12     0.50000       COMB3 Combination         Min       0.000      51.586   6.955E-04      0.0000 
          12     1.00000       COMB3 Combination         Min       0.000      62.124   6.955E-04      0.0000 
          12     1.00000       COMB3 Combination         Min       0.000      32.607   6.955E-04      0.0000 
          12     1.25000       COMB3 Combination         Min       0.000      37.876   6.955E-04      0.0000 
          12     1.50000       COMB3 Combination         Min       0.000      43.145   6.955E-04      0.0000 
          12     1.50000       COMB3 Combination         Min       0.000      13.656   6.955E-04      0.0000 
          12     2.00000       COMB3 Combination         Min       0.000      24.194   6.955E-04      0.0000 
          12     2.00000       COMB3 Combination         Min       0.000      -5.279   6.955E-04      0.0000 
          12     2.35000       COMB3 Combination         Min       0.000       2.098   6.955E-04      0.0000 
          12     0.15000       COMB4 Combination         Max       0.000      68.108      -0.019      0.0000 
          12     0.50000       COMB4 Combination         Max       0.000      75.484      -0.019      0.0000 
          12     0.50000       COMB4 Combination         Max       0.000      45.963      -0.019      0.0000 
          12     1.00000       COMB4 Combination         Max       0.000      56.500      -0.019      0.0000 
          12     1.00000       COMB4 Combination         Max       0.000      27.008      -0.019      0.0000 
          12     1.25000       COMB4 Combination         Max       0.000      32.276      -0.019      0.0000 
          12     1.50000       COMB4 Combination         Max       0.000      37.545      -0.019      0.0000 
          12     1.50000       COMB4 Combination         Max       0.000       8.076      -0.019      0.0000 
          12     2.00000       COMB4 Combination         Max       0.000      18.613      -0.019      0.0000 
          12     2.00000       COMB4 Combination         Max       0.000     -10.843      -0.019      0.0000 
          12     2.35000       COMB4 Combination         Max       0.000      -3.467      -0.019      0.0000 
          12     0.15000       COMB4 Combination         Min       0.000      68.108      -0.019      0.0000 
          12     0.50000       COMB4 Combination         Min       0.000      75.484      -0.019      0.0000 
          12     0.50000       COMB4 Combination         Min       0.000      45.963      -0.019      0.0000 
          12     1.00000       COMB4 Combination         Min       0.000      56.500      -0.019      0.0000 
          12     1.00000       COMB4 Combination         Min       0.000      27.008      -0.019      0.0000 
          12     1.25000       COMB4 Combination         Min       0.000      32.276      -0.019      0.0000 
          12     1.50000       COMB4 Combination         Min       0.000      37.545      -0.019      0.0000 
          12     1.50000       COMB4 Combination         Min       0.000       8.076      -0.019      0.0000 
          12     2.00000       COMB4 Combination         Min       0.000      18.613      -0.019      0.0000 
          12     2.00000       COMB4 Combination         Min       0.000     -10.843      -0.019      0.0000 
          12     2.35000       COMB4 Combination         Min       0.000      -3.467      -0.019      0.0000 
          12     0.15000       COMB5 Combination         Max       0.000      88.490   3.785E-05      0.0000 
          12     0.50000       COMB5 Combination         Max       0.000      95.866   3.785E-05      0.0000 
          12     0.50000       COMB5 Combination         Max       0.000      63.754   3.785E-05      0.0000 
          12     1.00000       COMB5 Combination         Max       0.000      74.292   3.785E-05      0.0000 
          12     1.00000       COMB5 Combination         Max       0.000      42.219   3.785E-05      0.0000 
          12     1.25000       COMB5 Combination         Max       0.000      47.488   3.785E-05      0.0000 
          12     1.50000       COMB5 Combination         Max       0.000      52.756   3.785E-05      0.0000 
          12     1.50000       COMB5 Combination         Max       0.000      20.718   3.785E-05      0.0000 
          12     2.00000       COMB5 Combination         Max       0.000      31.256   3.785E-05      0.0000 
          12     2.00000       COMB5 Combination         Max       0.000      -0.761   3.785E-05      0.0000 
          12     2.35000       COMB5 Combination         Max       0.000       6.616   3.785E-05      0.0000 
          12     0.15000       COMB5 Combination         Min       0.000      88.490   3.785E-05      0.0000 
          12     0.50000       COMB5 Combination         Min       0.000      95.866   3.785E-05      0.0000 
          12     0.50000       COMB5 Combination         Min       0.000      63.754   3.785E-05      0.0000 
          12     1.00000       COMB5 Combination         Min       0.000      74.292   3.785E-05      0.0000 
          12     1.00000       COMB5 Combination         Min       0.000      42.219   3.785E-05      0.0000 
          12     1.25000       COMB5 Combination         Min       0.000      47.488   3.785E-05      0.0000 
          12     1.50000       COMB5 Combination         Min       0.000      52.756   3.785E-05      0.0000 
          12     1.50000       COMB5 Combination         Min       0.000      20.718   3.785E-05      0.0000 
          12     2.00000       COMB5 Combination         Min       0.000      31.256   3.785E-05      0.0000 
          12     2.00000       COMB5 Combination         Min       0.000      -0.761   3.785E-05      0.0000 
          12     2.35000       COMB5 Combination         Min       0.000       6.616   3.785E-05      0.0000 
          12     0.15000       COMB6 Combination         Max       0.000      82.839      -0.020      0.0000 
          12     0.50000       COMB6 Combination         Max       0.000      90.215      -0.020      0.0000 
          12     0.50000       COMB6 Combination         Max       0.000      58.131      -0.020      0.0000 
          12     1.00000       COMB6 Combination         Max       0.000      68.668      -0.020      0.0000 
          12     1.00000       COMB6 Combination         Max       0.000      36.619      -0.020      0.0000 
          12     1.25000       COMB6 Combination         Max       0.000      41.888      -0.020      0.0000 
          12     1.50000       COMB6 Combination         Max       0.000      47.157      -0.020      0.0000 
          12     1.50000       COMB6 Combination         Max       0.000      15.138      -0.020      0.0000 
          12     2.00000       COMB6 Combination         Max       0.000      25.675      -0.020      0.0000 
          12     2.00000       COMB6 Combination         Max       0.000      -6.325      -0.020      0.0000 
          12     2.35000       COMB6 Combination         Max       0.000       1.051      -0.020      0.0000 
          12     0.15000       COMB6 Combination         Min       0.000      82.839      -0.020      0.0000 
          12     0.50000       COMB6 Combination         Min       0.000      90.215      -0.020      0.0000 
          12     0.50000       COMB6 Combination         Min       0.000      58.131      -0.020      0.0000 
          12     1.00000       COMB6 Combination         Min       0.000      68.668      -0.020      0.0000 
          12     1.00000       COMB6 Combination         Min       0.000      36.619      -0.020      0.0000 
          12     1.25000       COMB6 Combination         Min       0.000      41.888      -0.020      0.0000 
          12     1.50000       COMB6 Combination         Min       0.000      47.157      -0.020      0.0000 
          12     1.50000       COMB6 Combination         Min       0.000      15.138      -0.020      0.0000 
          12     2.00000       COMB6 Combination         Min       0.000      25.675      -0.020      0.0000 
          12     2.00000       COMB6 Combination         Min       0.000      -6.325      -0.020      0.0000 
          12     2.35000       COMB6 Combination         Min       0.000       1.051      -0.020      0.0000 
          12     0.15000       COMB7 Combination         Max       0.000      73.908  -1.787E-03      0.0000 
          12     0.50000       COMB7 Combination         Max       0.000      81.284  -1.787E-03      0.0000 
          12     0.50000       COMB7 Combination         Max       0.000      51.152  -1.787E-03      0.0000 
          12     1.00000       COMB7 Combination         Max       0.000      61.690  -1.787E-03      0.0000 
          12     1.00000       COMB7 Combination         Max       0.000      31.589  -1.787E-03      0.0000 
          12     1.25000       COMB7 Combination         Max       0.000      36.858  -1.787E-03      0.0000 
          12     1.50000       COMB7 Combination         Max       0.000      42.127  -1.787E-03      0.0000 
          12     1.50000       COMB7 Combination         Max       0.000      12.053  -1.787E-03      0.0000 
          12     2.00000       COMB7 Combination         Max       0.000      22.591  -1.787E-03      0.0000 
          12     2.00000       COMB7 Combination         Max       0.000      -7.467  -1.787E-03      0.0000 
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          12     2.35000       COMB7 Combination         Max       0.000      -0.091  -1.787E-03      0.0000 
          12     0.15000       COMB7 Combination         Min       0.000      73.908  -1.787E-03      0.0000 
          12     0.50000       COMB7 Combination         Min       0.000      81.284  -1.787E-03      0.0000 
          12     0.50000       COMB7 Combination         Min       0.000      51.152  -1.787E-03      0.0000 
          12     1.00000       COMB7 Combination         Min       0.000      61.690  -1.787E-03      0.0000 
          12     1.00000       COMB7 Combination         Min       0.000      31.589  -1.787E-03      0.0000 
          12     1.25000       COMB7 Combination         Min       0.000      36.858  -1.787E-03      0.0000 
          12     1.50000       COMB7 Combination         Min       0.000      42.127  -1.787E-03      0.0000 
          12     1.50000       COMB7 Combination         Min       0.000      12.053  -1.787E-03      0.0000 
          12     2.00000       COMB7 Combination         Min       0.000      22.591  -1.787E-03      0.0000 
          12     2.00000       COMB7 Combination         Min       0.000      -7.467  -1.787E-03      0.0000 
          12     2.35000       COMB7 Combination         Min       0.000      -0.091  -1.787E-03      0.0000 
          12     0.15000       COMB8 Combination         Max       0.000      88.640  -2.445E-03      0.0000 
          12     0.50000       COMB8 Combination         Max       0.000      96.016  -2.445E-03      0.0000 
          12     0.50000       COMB8 Combination         Max       0.000      63.320  -2.445E-03      0.0000 
          12     1.00000       COMB8 Combination         Max       0.000      73.858  -2.445E-03      0.0000 
          12     1.00000       COMB8 Combination         Max       0.000      41.201  -2.445E-03      0.0000 
          12     1.25000       COMB8 Combination         Max       0.000      46.470  -2.445E-03      0.0000 
          12     1.50000       COMB8 Combination         Max       0.000      51.738  -2.445E-03      0.0000 
          12     1.50000       COMB8 Combination         Max       0.000      19.115  -2.445E-03      0.0000 
          12     2.00000       COMB8 Combination         Max       0.000      29.653  -2.445E-03      0.0000 
          12     2.00000       COMB8 Combination         Max       0.000      -2.949  -2.445E-03      0.0000 
          12     2.35000       COMB8 Combination         Max       0.000       4.427  -2.445E-03      0.0000 
          12     0.15000       COMB8 Combination         Min       0.000      88.640  -2.445E-03      0.0000 
          12     0.50000       COMB8 Combination         Min       0.000      96.016  -2.445E-03      0.0000 
          12     0.50000       COMB8 Combination         Min       0.000      63.320  -2.445E-03      0.0000 
          12     1.00000       COMB8 Combination         Min       0.000      73.858  -2.445E-03      0.0000 
          12     1.00000       COMB8 Combination         Min       0.000      41.201  -2.445E-03      0.0000 
          12     1.25000       COMB8 Combination         Min       0.000      46.470  -2.445E-03      0.0000 
          12     1.50000       COMB8 Combination         Min       0.000      51.738  -2.445E-03      0.0000 
          12     1.50000       COMB8 Combination         Min       0.000      19.115  -2.445E-03      0.0000 
          12     2.00000       COMB8 Combination         Min       0.000      29.653  -2.445E-03      0.0000 
          12     2.00000       COMB8 Combination         Min       0.000      -2.949  -2.445E-03      0.0000 
          12     2.35000       COMB8 Combination         Min       0.000       4.427  -2.445E-03      0.0000 
          12     0.15000       COMB9 Combination         Max       0.000      70.239  -1.884E-04      0.0000 
          12     0.50000       COMB9 Combination         Max       0.000      77.616  -1.884E-04      0.0000 
          12     0.50000       COMB9 Combination         Max       0.000      48.116  -1.884E-04      0.0000 
          12     1.00000       COMB9 Combination         Max       0.000      58.653  -1.884E-04      0.0000 
          12     1.00000       COMB9 Combination         Max       0.000      29.184  -1.884E-04      0.0000 
          12     1.25000       COMB9 Combination         Max       0.000      34.452  -1.884E-04      0.0000 
          12     1.50000       COMB9 Combination         Max       0.000      39.721  -1.884E-04      0.0000 
          12     1.50000       COMB9 Combination         Max       0.000      10.276  -1.884E-04      0.0000 
          12     2.00000       COMB9 Combination         Max       0.000      20.814  -1.884E-04      0.0000 
          12     2.00000       COMB9 Combination         Max       0.000      -8.616  -1.884E-04      0.0000 
          12     2.35000       COMB9 Combination         Max       0.000      -1.240  -1.884E-04      0.0000 
          12     0.15000       COMB9 Combination         Min       0.000      70.239  -1.884E-04      0.0000 
          12     0.50000       COMB9 Combination         Min       0.000      77.616  -1.884E-04      0.0000 
          12     0.50000       COMB9 Combination         Min       0.000      48.116  -1.884E-04      0.0000 
          12     1.00000       COMB9 Combination         Min       0.000      58.653  -1.884E-04      0.0000 
          12     1.00000       COMB9 Combination         Min       0.000      29.184  -1.884E-04      0.0000 
          12     1.25000       COMB9 Combination         Min       0.000      34.452  -1.884E-04      0.0000 
          12     1.50000       COMB9 Combination         Min       0.000      39.721  -1.884E-04      0.0000 
          12     1.50000       COMB9 Combination         Min       0.000      10.276  -1.884E-04      0.0000 
          12     2.00000       COMB9 Combination         Min       0.000      20.814  -1.884E-04      0.0000 
          12     2.00000       COMB9 Combination         Min       0.000      -8.616  -1.884E-04      0.0000 
          12     2.35000       COMB9 Combination         Min       0.000      -1.240  -1.884E-04      0.0000 
          12     0.15000      COMB10 Combination         Max       0.000      64.589      -0.020      0.0000 
          12     0.50000      COMB10 Combination         Max       0.000      71.965      -0.020      0.0000 
          12     0.50000      COMB10 Combination         Max       0.000      42.492      -0.020      0.0000 
          12     1.00000      COMB10 Combination         Max       0.000      53.030      -0.020      0.0000 
          12     1.00000      COMB10 Combination         Max       0.000      23.584      -0.020      0.0000 
          12     1.25000      COMB10 Combination         Max       0.000      28.852      -0.020      0.0000 
          12     1.50000      COMB10 Combination         Max       0.000      34.121      -0.020      0.0000 
          12     1.50000      COMB10 Combination         Max       0.000       4.696      -0.020      0.0000 
          12     2.00000      COMB10 Combination         Max       0.000      15.233      -0.020      0.0000 
          12     2.00000      COMB10 Combination         Max       0.000     -14.181      -0.020      0.0000 
          12     2.35000      COMB10 Combination         Max       0.000      -6.805      -0.020      0.0000 
          12     0.15000      COMB10 Combination         Min       0.000      64.589      -0.020      0.0000 
          12     0.50000      COMB10 Combination         Min       0.000      71.965      -0.020      0.0000 
          12     0.50000      COMB10 Combination         Min       0.000      42.492      -0.020      0.0000 
          12     1.00000      COMB10 Combination         Min       0.000      53.030      -0.020      0.0000 
          12     1.00000      COMB10 Combination         Min       0.000      23.584      -0.020      0.0000 
          12     1.25000      COMB10 Combination         Min       0.000      28.852      -0.020      0.0000 
          12     1.50000      COMB10 Combination         Min       0.000      34.121      -0.020      0.0000 
          12     1.50000      COMB10 Combination         Min       0.000       4.696      -0.020      0.0000 
          12     2.00000      COMB10 Combination         Min       0.000      15.233      -0.020      0.0000 
          12     2.00000      COMB10 Combination         Min       0.000     -14.181      -0.020      0.0000 
          12     2.35000      COMB10 Combination         Min       0.000      -6.805      -0.020      0.0000 
          12     0.15000      COMB11 Combination         Max       0.000      84.971  -8.461E-04      0.0000 
          12     0.50000      COMB11 Combination         Max       0.000      92.347  -8.461E-04      0.0000 
          12     0.50000      COMB11 Combination         Max       0.000      60.284  -8.461E-04      0.0000 
          12     1.00000      COMB11 Combination         Max       0.000      70.821  -8.461E-04      0.0000 
          12     1.00000      COMB11 Combination         Max       0.000      38.795  -8.461E-04      0.0000 
          12     1.25000      COMB11 Combination         Max       0.000      44.064  -8.461E-04      0.0000 
          12     1.50000      COMB11 Combination         Max       0.000      49.333  -8.461E-04      0.0000 
          12     1.50000      COMB11 Combination         Max       0.000      17.338  -8.461E-04      0.0000 
          12     2.00000      COMB11 Combination         Max       0.000      27.876  -8.461E-04      0.0000 
          12     2.00000      COMB11 Combination         Max       0.000      -4.099  -8.461E-04      0.0000 
          12     2.35000      COMB11 Combination         Max       0.000       3.278  -8.461E-04      0.0000 
          12     0.15000      COMB11 Combination         Min       0.000      84.971  -8.461E-04      0.0000 
          12     0.50000      COMB11 Combination         Min       0.000      92.347  -8.461E-04      0.0000 
          12     0.50000      COMB11 Combination         Min       0.000      60.284  -8.461E-04      0.0000 
          12     1.00000      COMB11 Combination         Min       0.000      70.821  -8.461E-04      0.0000 
          12     1.00000      COMB11 Combination         Min       0.000      38.795  -8.461E-04      0.0000 
          12     1.25000      COMB11 Combination         Min       0.000      44.064  -8.461E-04      0.0000 
          12     1.50000      COMB11 Combination         Min       0.000      49.333  -8.461E-04      0.0000 
          12     1.50000      COMB11 Combination         Min       0.000      17.338  -8.461E-04      0.0000 
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          12     2.00000      COMB11 Combination         Min       0.000      27.876  -8.461E-04      0.0000 
          12     2.00000      COMB11 Combination         Min       0.000      -4.099  -8.461E-04      0.0000 
          12     2.35000      COMB11 Combination         Min       0.000       3.278  -8.461E-04      0.0000 
          12     0.15000      COMB12 Combination         Max       0.000      79.320      -0.021      0.0000 
          12     0.50000      COMB12 Combination         Max       0.000      86.696      -0.021      0.0000 
          12     0.50000      COMB12 Combination         Max       0.000      54.660      -0.021      0.0000 
          12     1.00000      COMB12 Combination         Max       0.000      65.198      -0.021      0.0000 
          12     1.00000      COMB12 Combination         Max       0.000      33.195      -0.021      0.0000 
          12     1.25000      COMB12 Combination         Max       0.000      38.464      -0.021      0.0000 
          12     1.50000      COMB12 Combination         Max       0.000      43.733      -0.021      0.0000 
          12     1.50000      COMB12 Combination         Max       0.000      11.758      -0.021      0.0000 
          12     2.00000      COMB12 Combination         Max       0.000      22.296      -0.021      0.0000 
          12     2.00000      COMB12 Combination         Max       0.000      -9.663      -0.021      0.0000 
          12     2.35000      COMB12 Combination         Max       0.000      -2.287      -0.021      0.0000 
          12     0.15000      COMB12 Combination         Min       0.000      79.320      -0.021      0.0000 
          12     0.50000      COMB12 Combination         Min       0.000      86.696      -0.021      0.0000 
          12     0.50000      COMB12 Combination         Min       0.000      54.660      -0.021      0.0000 
          12     1.00000      COMB12 Combination         Min       0.000      65.198      -0.021      0.0000 
          12     1.00000      COMB12 Combination         Min       0.000      33.195      -0.021      0.0000 
          12     1.25000      COMB12 Combination         Min       0.000      38.464      -0.021      0.0000 
          12     1.50000      COMB12 Combination         Min       0.000      43.733      -0.021      0.0000 
          12     1.50000      COMB12 Combination         Min       0.000      11.758      -0.021      0.0000 
          12     2.00000      COMB12 Combination         Min       0.000      22.296      -0.021      0.0000 
          12     2.00000      COMB12 Combination         Min       0.000      -9.663      -0.021      0.0000 
          12     2.35000      COMB12 Combination         Min       0.000      -2.287      -0.021      0.0000 
          12     0.15000      COMB13 Combination         Max       0.200      90.675       0.620      0.0000 
          12     0.50000      COMB13 Combination         Max       0.200      98.052       0.620      0.0000 
          12     0.50000      COMB13 Combination         Max       0.124      65.386       0.372      0.0000 
          12     1.00000      COMB13 Combination         Max       0.124      75.923       0.372      0.0000 
          12     1.00000      COMB13 Combination         Max   1.193E-07      43.298       0.132      0.0000 
          12     1.25000      COMB13 Combination         Max   1.193E-07      48.567       0.132      0.0000 
          12     1.50000      COMB13 Combination         Max   1.193E-07      53.835       0.132      0.0000 
          12     1.50000      COMB13 Combination         Max       0.124      21.245       0.534      0.0000 
          12     2.00000      COMB13 Combination         Max       0.124      31.783       0.534      0.0000 
          12     2.00000      COMB13 Combination         Max       0.200      -0.784       0.708      0.0000 
          12     2.35000      COMB13 Combination         Max       0.200       6.592       0.708      0.0000 
          12     0.15000      COMB13 Combination         Min      -0.200      90.123      -0.624      0.0000 
          12     0.50000      COMB13 Combination         Min      -0.200      97.499      -0.624      0.0000 
          12     0.50000      COMB13 Combination         Min      -0.124      64.725      -0.376      0.0000 
          12     1.00000      COMB13 Combination         Min      -0.124      75.262      -0.376      0.0000 
          12     1.00000      COMB13 Combination         Min  -1.193E-07      42.527      -0.136      0.0000 
          12     1.25000      COMB13 Combination         Min  -1.193E-07      47.796      -0.136      0.0000 
          12     1.50000      COMB13 Combination         Min  -1.193E-07      53.065      -0.136      0.0000 
          12     1.50000      COMB13 Combination         Min      -0.124      20.365      -0.538      0.0000 
          12     2.00000      COMB13 Combination         Min      -0.124      30.902      -0.538      0.0000 
          12     2.00000      COMB13 Combination         Min      -0.200      -1.777      -0.712      0.0000 
          12     2.35000      COMB13 Combination         Min      -0.200       5.600      -0.712      0.0000 
          12     0.15000      COMB14 Combination         Max       0.701     107.643       0.430      0.0000 
          12     0.50000      COMB14 Combination         Max       0.701     115.019       0.430      0.0000 
          12     0.50000      COMB14 Combination         Max       0.437      82.219       0.330      0.0000 
          12     1.00000      COMB14 Combination         Max       0.437      92.757       0.330      0.0000 
          12     1.00000      COMB14 Combination         Max   5.567E-07      60.007       0.138      0.0000 
          12     1.25000      COMB14 Combination         Max   5.567E-07      65.276       0.138      0.0000 
          12     1.50000      COMB14 Combination         Max   5.567E-07      70.545       0.138      0.0000 
          12     1.50000      COMB14 Combination         Max       0.437      37.842       0.268      0.0000 
          12     2.00000      COMB14 Combination         Max       0.437      48.380       0.268      0.0000 
          12     2.00000      COMB14 Combination         Max       0.701      15.710       0.415      0.0000 
          12     2.35000      COMB14 Combination         Max       0.701      23.086       0.415      0.0000 
          12     0.15000      COMB14 Combination         Min      -0.701      73.155      -0.434      0.0000 
          12     0.50000      COMB14 Combination         Min      -0.701      80.532      -0.434      0.0000 
          12     0.50000      COMB14 Combination         Min      -0.437      47.891      -0.334      0.0000 
          12     1.00000      COMB14 Combination         Min      -0.437      58.429      -0.334      0.0000 
          12     1.00000      COMB14 Combination         Min  -5.567E-07      25.818      -0.142      0.0000 
          12     1.25000      COMB14 Combination         Min  -5.567E-07      31.087      -0.142      0.0000 
          12     1.50000      COMB14 Combination         Min  -5.567E-07      36.356      -0.142      0.0000 
          12     1.50000      COMB14 Combination         Min      -0.437       3.768      -0.272      0.0000 
          12     2.00000      COMB14 Combination         Min      -0.437      14.305      -0.272      0.0000 
          12     2.00000      COMB14 Combination         Min      -0.701     -18.271      -0.419      0.0000 
          12     2.35000      COMB14 Combination         Min      -0.701     -10.894      -0.419      0.0000 
          12     0.15000         INV Combination         Max       0.701     107.643       0.620      0.0000 
          12     0.50000         INV Combination         Max       0.701     115.019       0.620      0.0000 
          12     0.50000         INV Combination         Max       0.437      82.219       0.372      0.0000 
          12     1.00000         INV Combination         Max       0.437      92.757       0.372      0.0000 
          12     1.00000         INV Combination         Max   5.567E-07      60.007       0.138      0.0000 
          12     1.25000         INV Combination         Max   5.567E-07      65.276       0.138      0.0000 
          12     1.50000         INV Combination         Max   5.567E-07      70.545       0.138      0.0000 
          12     1.50000         INV Combination         Max       0.437      37.842       0.534      0.0000 
          12     2.00000         INV Combination         Max       0.437      48.380       0.534      0.0000 
          12     2.00000         INV Combination         Max       0.701      15.710       0.708      0.0000 
          12     2.35000         INV Combination         Max       0.701      23.086       0.708      0.0000 
          12     0.15000         INV Combination         Min      -0.701      64.589      -0.624      0.0000 
          12     0.50000         INV Combination         Min      -0.701      71.965      -0.624      0.0000 
          12     0.50000         INV Combination         Min      -0.437      42.492      -0.376      0.0000 
          12     1.00000         INV Combination         Min      -0.437      53.030      -0.376      0.0000 
          12     1.00000         INV Combination         Min  -5.567E-07      23.584      -0.142      0.0000 
          12     1.25000         INV Combination         Min  -5.567E-07      28.852      -0.142      0.0000 
          12     1.50000         INV Combination         Min  -5.567E-07      34.121      -0.142      0.0000 
          12     1.50000         INV Combination         Min      -0.437       3.768      -0.538      0.0000 
          12     2.00000         INV Combination         Min      -0.437      14.305      -0.538      0.0000 
          12     2.00000         INV Combination         Min      -0.701     -18.271      -0.712      0.0000 
          12     2.35000         INV Combination         Min      -0.701     -10.894      -0.712      0.0000 
          13     0.15000          PP   LinStatic                   0.000      36.432   1.899E-05      0.0000 
          13     0.50000          PP   LinStatic                   0.000      42.059   1.899E-05      0.0000 
          13     0.50000          PP   LinStatic                   0.000      18.210   1.899E-05      0.0000 
          13     1.00000          PP   LinStatic                   0.000      26.247   1.899E-05      0.0000 
          13     1.00000          PP   LinStatic                   0.000       2.409   1.899E-05      0.0000 
          13     1.25000          PP   LinStatic                   0.000       6.427   1.899E-05      0.0000 
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          13     1.50000          PP   LinStatic                   0.000      10.446   1.899E-05      0.0000 
          13     1.50000          PP   LinStatic                   0.000     -13.388   1.899E-05      0.0000 
          13     2.00000          PP   LinStatic                   0.000      -5.350   1.899E-05      0.0000 
          13     2.00000          PP   LinStatic                   0.000     -29.186   1.899E-05      0.0000 
          13     2.35000          PP   LinStatic                   0.000     -23.560   1.899E-05      0.0000 
          13     0.15000        PERM   LinStatic                   0.000      11.554   3.222E-05      0.0000 
          13     0.50000        PERM   LinStatic                   0.000      13.304   3.222E-05      0.0000 
          13     0.50000        PERM   LinStatic                   0.000       7.093   3.222E-05      0.0000 
          13     1.00000        PERM   LinStatic                   0.000       9.593   3.222E-05      0.0000 
          13     1.00000        PERM   LinStatic                   0.000       3.386   3.222E-05      0.0000 
          13     1.25000        PERM   LinStatic                   0.000       4.636   3.222E-05      0.0000 
          13     1.50000        PERM   LinStatic                   0.000       5.886   3.222E-05      0.0000 
          13     1.50000        PERM   LinStatic                   0.000      -0.318   3.222E-05      0.0000 
          13     2.00000        PERM   LinStatic                   0.000       2.182   3.222E-05      0.0000 
          13     2.00000        PERM   LinStatic                   0.000      -4.020   3.222E-05      0.0000 
          13     2.35000        PERM   LinStatic                   0.000      -2.270   3.222E-05      0.0000 
          13     0.15000        NEVE   LinStatic                   0.000       8.248   2.204E-05      0.0000 
          13     0.50000        NEVE   LinStatic                   0.000       8.248   2.204E-05      0.0000 
          13     0.50000        NEVE   LinStatic                   0.000       5.708   2.204E-05      0.0000 
          13     1.00000        NEVE   LinStatic                   0.000       5.708   2.204E-05      0.0000 
          13     1.00000        NEVE   LinStatic                   0.000       3.172   2.204E-05      0.0000 
          13     1.25000        NEVE   LinStatic                   0.000       3.172   2.204E-05      0.0000 
          13     1.50000        NEVE   LinStatic                   0.000       3.172   2.204E-05      0.0000 
          13     1.50000        NEVE   LinStatic                   0.000       0.638   2.204E-05      0.0000 
          13     2.00000        NEVE   LinStatic                   0.000       0.638   2.204E-05      0.0000 
          13     2.00000        NEVE   LinStatic                   0.000      -1.895   2.204E-05      0.0000 
          13     2.35000        NEVE   LinStatic                   0.000      -1.895   2.204E-05      0.0000 
          13     0.15000      VENTOX   LinStatic                   0.000      -2.030   2.303E-04      0.0000 
          13     0.50000      VENTOX   LinStatic                   0.000      -2.030   2.303E-04      0.0000 
          13     0.50000      VENTOX   LinStatic                   0.000      -1.404   2.303E-04      0.0000 
          13     1.00000      VENTOX   LinStatic                   0.000      -1.404   2.303E-04      0.0000 
          13     1.00000      VENTOX   LinStatic                   0.000      -0.778   2.303E-04      0.0000 
          13     1.25000      VENTOX   LinStatic                   0.000      -0.778   2.303E-04      0.0000 
          13     1.50000      VENTOX   LinStatic                   0.000      -0.778   2.303E-04      0.0000 
          13     1.50000      VENTOX   LinStatic                   0.000      -0.153   2.303E-04      0.0000 
          13     2.00000      VENTOX   LinStatic                   0.000      -0.153   2.303E-04      0.0000 
          13     2.00000      VENTOX   LinStatic                   0.000       0.472   2.303E-04      0.0000 
          13     2.35000      VENTOX   LinStatic                   0.000       0.472   2.303E-04      0.0000 
          13     0.15000      VENTOY   LinStatic                   0.000      -7.367  -5.354E-03      0.0000 
          13     0.50000      VENTOY   LinStatic                   0.000      -7.367  -5.354E-03      0.0000 
          13     0.50000      VENTOY   LinStatic                   0.000      -6.729  -5.354E-03      0.0000 
          13     1.00000      VENTOY   LinStatic                   0.000      -6.729  -5.354E-03      0.0000 
          13     1.00000      VENTOY   LinStatic                   0.000      -6.095  -5.354E-03      0.0000 
          13     1.25000      VENTOY   LinStatic                   0.000      -6.095  -5.354E-03      0.0000 
          13     1.50000      VENTOY   LinStatic                   0.000      -6.095  -5.354E-03      0.0000 
          13     1.50000      VENTOY   LinStatic                   0.000      -5.465  -5.354E-03      0.0000 
          13     2.00000      VENTOY   LinStatic                   0.000      -5.465  -5.354E-03      0.0000 
          13     2.00000      VENTOY   LinStatic                   0.000      -4.839  -5.354E-03      0.0000 
          13     2.35000      VENTOY   LinStatic                   0.000      -4.839  -5.354E-03      0.0000 
          13     0.15000      SISMAX LinRespSpec         Max       0.349       0.381       0.846      0.0000 
          13     0.50000      SISMAX LinRespSpec         Max       0.349       0.381       0.846      0.0000 
          13     0.50000      SISMAX LinRespSpec         Max       0.217       0.325       0.553      0.0000 
          13     1.00000      SISMAX LinRespSpec         Max       0.217       0.325       0.553      0.0000 
          13     1.00000      SISMAX LinRespSpec         Max   3.240E-07       0.269       0.092      0.0000 
          13     1.25000      SISMAX LinRespSpec         Max   3.240E-07       0.269       0.092      0.0000 
          13     1.50000      SISMAX LinRespSpec         Max   3.240E-07       0.269       0.092      0.0000 
          13     1.50000      SISMAX LinRespSpec         Max       0.217       0.214       0.632      0.0000 
          13     2.00000      SISMAX LinRespSpec         Max       0.217       0.214       0.632      0.0000 
          13     2.00000      SISMAX LinRespSpec         Max       0.349       0.158       0.890      0.0000 
          13     2.35000      SISMAX LinRespSpec         Max       0.349       0.158       0.890      0.0000 
          13     0.15000      SISMAY LinRespSpec         Max       0.566      15.766       0.304      0.0000 
          13     0.50000      SISMAY LinRespSpec         Max       0.566      15.766       0.304      0.0000 
          13     0.50000      SISMAY LinRespSpec         Max       0.353      15.730       0.249      0.0000 
          13     1.00000      SISMAY LinRespSpec         Max       0.353      15.730       0.249      0.0000 
          13     1.00000      SISMAY LinRespSpec         Max   2.378E-07      15.704       0.117      0.0000 
          13     1.25000      SISMAY LinRespSpec         Max   2.378E-07      15.704       0.117      0.0000 
          13     1.50000      SISMAY LinRespSpec         Max   2.378E-07      15.704       0.117      0.0000 
          13     1.50000      SISMAY LinRespSpec         Max       0.353      15.689       0.103      0.0000 
          13     2.00000      SISMAY LinRespSpec         Max       0.353      15.689       0.103      0.0000 
          13     2.00000      SISMAY LinRespSpec         Max       0.566      15.684       0.214      0.0000 
          13     2.35000      SISMAY LinRespSpec         Max       0.566      15.684       0.214      0.0000 
          13     0.15000        TERM   LinStatic                   0.000       1.018   1.421E-04      0.0000 
          13     0.50000        TERM   LinStatic                   0.000       1.018   1.421E-04      0.0000 
          13     0.50000        TERM   LinStatic                   0.000       0.998   1.421E-04      0.0000 
          13     1.00000        TERM   LinStatic                   0.000       0.998   1.421E-04      0.0000 
          13     1.00000        TERM   LinStatic                   0.000       0.979   1.421E-04      0.0000 
          13     1.25000        TERM   LinStatic                   0.000       0.979   1.421E-04      0.0000 
          13     1.50000        TERM   LinStatic                   0.000       0.979   1.421E-04      0.0000 
          13     1.50000        TERM   LinStatic                   0.000       0.960   1.421E-04      0.0000 
          13     2.00000        TERM   LinStatic                   0.000       0.960   1.421E-04      0.0000 
          13     2.00000        TERM   LinStatic                   0.000       0.942   1.421E-04      0.0000 
          13     2.35000        TERM   LinStatic                   0.000       0.942   1.421E-04      0.0000 
          13     0.15000       COMB1 Combination         Max       0.000      49.005   1.933E-04      0.0000 
          13     0.50000       COMB1 Combination         Max       0.000      56.381   1.933E-04      0.0000 
          13     0.50000       COMB1 Combination         Max       0.000      26.300   1.933E-04      0.0000 
          13     1.00000       COMB1 Combination         Max       0.000      36.838   1.933E-04      0.0000 
          13     1.00000       COMB1 Combination         Max       0.000       6.773   1.933E-04      0.0000 
          13     1.25000       COMB1 Combination         Max       0.000      12.042   1.933E-04      0.0000 
          13     1.50000       COMB1 Combination         Max       0.000      17.311   1.933E-04      0.0000 
          13     1.50000       COMB1 Combination         Max       0.000     -12.745   1.933E-04      0.0000 
          13     2.00000       COMB1 Combination         Max       0.000      -2.208   1.933E-04      0.0000 
          13     2.00000       COMB1 Combination         Max       0.000     -32.264   1.933E-04      0.0000 
          13     2.35000       COMB1 Combination         Max       0.000     -24.888   1.933E-04      0.0000 
          13     0.15000       COMB1 Combination         Min       0.000      49.005   1.933E-04      0.0000 
          13     0.50000       COMB1 Combination         Min       0.000      56.381   1.933E-04      0.0000 
          13     0.50000       COMB1 Combination         Min       0.000      26.300   1.933E-04      0.0000 
          13     1.00000       COMB1 Combination         Min       0.000      36.838   1.933E-04      0.0000 
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          13     1.00000       COMB1 Combination         Min       0.000       6.773   1.933E-04      0.0000 
          13     1.25000       COMB1 Combination         Min       0.000      12.042   1.933E-04      0.0000 
          13     1.50000       COMB1 Combination         Min       0.000      17.311   1.933E-04      0.0000 
          13     1.50000       COMB1 Combination         Min       0.000     -12.745   1.933E-04      0.0000 
          13     2.00000       COMB1 Combination         Min       0.000      -2.208   1.933E-04      0.0000 
          13     2.00000       COMB1 Combination         Min       0.000     -32.264   1.933E-04      0.0000 
          13     2.35000       COMB1 Combination         Min       0.000     -24.888   1.933E-04      0.0000 
          13     0.15000       COMB2 Combination         Max       0.000      57.253   2.153E-04      0.0000 
          13     0.50000       COMB2 Combination         Max       0.000      64.629   2.153E-04      0.0000 
          13     0.50000       COMB2 Combination         Max       0.000      32.009   2.153E-04      0.0000 
          13     1.00000       COMB2 Combination         Max       0.000      42.546   2.153E-04      0.0000 
          13     1.00000       COMB2 Combination         Max       0.000       9.945   2.153E-04      0.0000 
          13     1.25000       COMB2 Combination         Max       0.000      15.214   2.153E-04      0.0000 
          13     1.50000       COMB2 Combination         Max       0.000      20.483   2.153E-04      0.0000 
          13     1.50000       COMB2 Combination         Max       0.000     -12.108   2.153E-04      0.0000 
          13     2.00000       COMB2 Combination         Max       0.000      -1.570   2.153E-04      0.0000 
          13     2.00000       COMB2 Combination         Max       0.000     -34.160   2.153E-04      0.0000 
          13     2.35000       COMB2 Combination         Max       0.000     -26.783   2.153E-04      0.0000 
          13     0.15000       COMB2 Combination         Min       0.000      57.253   2.153E-04      0.0000 
          13     0.50000       COMB2 Combination         Min       0.000      64.629   2.153E-04      0.0000 
          13     0.50000       COMB2 Combination         Min       0.000      32.009   2.153E-04      0.0000 
          13     1.00000       COMB2 Combination         Min       0.000      42.546   2.153E-04      0.0000 
          13     1.00000       COMB2 Combination         Min       0.000       9.945   2.153E-04      0.0000 
          13     1.25000       COMB2 Combination         Min       0.000      15.214   2.153E-04      0.0000 
          13     1.50000       COMB2 Combination         Min       0.000      20.483   2.153E-04      0.0000 
          13     1.50000       COMB2 Combination         Min       0.000     -12.108   2.153E-04      0.0000 
          13     2.00000       COMB2 Combination         Min       0.000      -1.570   2.153E-04      0.0000 
          13     2.00000       COMB2 Combination         Min       0.000     -34.160   2.153E-04      0.0000 
          13     2.35000       COMB2 Combination         Min       0.000     -26.783   2.153E-04      0.0000 
          13     0.15000       COMB3 Combination         Max       0.000      46.975   4.236E-04      0.0000 
          13     0.50000       COMB3 Combination         Max       0.000      54.351   4.236E-04      0.0000 
          13     0.50000       COMB3 Combination         Max       0.000      24.897   4.236E-04      0.0000 
          13     1.00000       COMB3 Combination         Max       0.000      35.434   4.236E-04      0.0000 
          13     1.00000       COMB3 Combination         Max       0.000       5.995   4.236E-04      0.0000 
          13     1.25000       COMB3 Combination         Max       0.000      11.264   4.236E-04      0.0000 
          13     1.50000       COMB3 Combination         Max       0.000      16.533   4.236E-04      0.0000 
          13     1.50000       COMB3 Combination         Max       0.000     -12.898   4.236E-04      0.0000 
          13     2.00000       COMB3 Combination         Max       0.000      -2.361   4.236E-04      0.0000 
          13     2.00000       COMB3 Combination         Max       0.000     -31.792   4.236E-04      0.0000 
          13     2.35000       COMB3 Combination         Max       0.000     -24.416   4.236E-04      0.0000 
          13     0.15000       COMB3 Combination         Min       0.000      46.975   4.236E-04      0.0000 
          13     0.50000       COMB3 Combination         Min       0.000      54.351   4.236E-04      0.0000 
          13     0.50000       COMB3 Combination         Min       0.000      24.897   4.236E-04      0.0000 
          13     1.00000       COMB3 Combination         Min       0.000      35.434   4.236E-04      0.0000 
          13     1.00000       COMB3 Combination         Min       0.000       5.995   4.236E-04      0.0000 
          13     1.25000       COMB3 Combination         Min       0.000      11.264   4.236E-04      0.0000 
          13     1.50000       COMB3 Combination         Min       0.000      16.533   4.236E-04      0.0000 
          13     1.50000       COMB3 Combination         Min       0.000     -12.898   4.236E-04      0.0000 
          13     2.00000       COMB3 Combination         Min       0.000      -2.361   4.236E-04      0.0000 
          13     2.00000       COMB3 Combination         Min       0.000     -31.792   4.236E-04      0.0000 
          13     2.35000       COMB3 Combination         Min       0.000     -24.416   4.236E-04      0.0000 
          13     0.15000       COMB4 Combination         Max       0.000      41.637  -5.160E-03      0.0000 
          13     0.50000       COMB4 Combination         Max       0.000      49.014  -5.160E-03      0.0000 
          13     0.50000       COMB4 Combination         Max       0.000      19.572  -5.160E-03      0.0000 
          13     1.00000       COMB4 Combination         Max       0.000      30.109  -5.160E-03      0.0000 
          13     1.00000       COMB4 Combination         Max       0.000       0.678  -5.160E-03      0.0000 
          13     1.25000       COMB4 Combination         Max       0.000       5.947  -5.160E-03      0.0000 
          13     1.50000       COMB4 Combination         Max       0.000      11.216  -5.160E-03      0.0000 
          13     1.50000       COMB4 Combination         Max       0.000     -18.210  -5.160E-03      0.0000 
          13     2.00000       COMB4 Combination         Max       0.000      -7.673  -5.160E-03      0.0000 
          13     2.00000       COMB4 Combination         Max       0.000     -37.103  -5.160E-03      0.0000 
          13     2.35000       COMB4 Combination         Max       0.000     -29.727  -5.160E-03      0.0000 
          13     0.15000       COMB4 Combination         Min       0.000      41.637  -5.160E-03      0.0000 
          13     0.50000       COMB4 Combination         Min       0.000      49.014  -5.160E-03      0.0000 
          13     0.50000       COMB4 Combination         Min       0.000      19.572  -5.160E-03      0.0000 
          13     1.00000       COMB4 Combination         Min       0.000      30.109  -5.160E-03      0.0000 
          13     1.00000       COMB4 Combination         Min       0.000       0.678  -5.160E-03      0.0000 
          13     1.25000       COMB4 Combination         Min       0.000       5.947  -5.160E-03      0.0000 
          13     1.50000       COMB4 Combination         Min       0.000      11.216  -5.160E-03      0.0000 
          13     1.50000       COMB4 Combination         Min       0.000     -18.210  -5.160E-03      0.0000 
          13     2.00000       COMB4 Combination         Min       0.000      -7.673  -5.160E-03      0.0000 
          13     2.00000       COMB4 Combination         Min       0.000     -37.103  -5.160E-03      0.0000 
          13     2.35000       COMB4 Combination         Min       0.000     -29.727  -5.160E-03      0.0000 
          13     0.15000       COMB5 Combination         Max       0.000      55.223   4.456E-04      0.0000 
          13     0.50000       COMB5 Combination         Max       0.000      62.599   4.456E-04      0.0000 
          13     0.50000       COMB5 Combination         Max       0.000      30.605   4.456E-04      0.0000 
          13     1.00000       COMB5 Combination         Max       0.000      41.143   4.456E-04      0.0000 
          13     1.00000       COMB5 Combination         Max       0.000       9.167   4.456E-04      0.0000 
          13     1.25000       COMB5 Combination         Max       0.000      14.436   4.456E-04      0.0000 
          13     1.50000       COMB5 Combination         Max       0.000      19.705   4.456E-04      0.0000 
          13     1.50000       COMB5 Combination         Max       0.000     -12.261   4.456E-04      0.0000 
          13     2.00000       COMB5 Combination         Max       0.000      -1.723   4.456E-04      0.0000 
          13     2.00000       COMB5 Combination         Max       0.000     -33.688   4.456E-04      0.0000 
          13     2.35000       COMB5 Combination         Max       0.000     -26.311   4.456E-04      0.0000 
          13     0.15000       COMB5 Combination         Min       0.000      55.223   4.456E-04      0.0000 
          13     0.50000       COMB5 Combination         Min       0.000      62.599   4.456E-04      0.0000 
          13     0.50000       COMB5 Combination         Min       0.000      30.605   4.456E-04      0.0000 
          13     1.00000       COMB5 Combination         Min       0.000      41.143   4.456E-04      0.0000 
          13     1.00000       COMB5 Combination         Min       0.000       9.167   4.456E-04      0.0000 
          13     1.25000       COMB5 Combination         Min       0.000      14.436   4.456E-04      0.0000 
          13     1.50000       COMB5 Combination         Min       0.000      19.705   4.456E-04      0.0000 
          13     1.50000       COMB5 Combination         Min       0.000     -12.261   4.456E-04      0.0000 
          13     2.00000       COMB5 Combination         Min       0.000      -1.723   4.456E-04      0.0000 
          13     2.00000       COMB5 Combination         Min       0.000     -33.688   4.456E-04      0.0000 
          13     2.35000       COMB5 Combination         Min       0.000     -26.311   4.456E-04      0.0000 
          13     0.15000       COMB6 Combination         Max       0.000      49.885  -5.138E-03      0.0000 
          13     0.50000       COMB6 Combination         Max       0.000      57.262  -5.138E-03      0.0000 
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          13     0.50000       COMB6 Combination         Max       0.000      25.280  -5.138E-03      0.0000 
          13     1.00000       COMB6 Combination         Max       0.000      35.817  -5.138E-03      0.0000 
          13     1.00000       COMB6 Combination         Max       0.000       3.850  -5.138E-03      0.0000 
          13     1.25000       COMB6 Combination         Max       0.000       9.119  -5.138E-03      0.0000 
          13     1.50000       COMB6 Combination         Max       0.000      14.388  -5.138E-03      0.0000 
          13     1.50000       COMB6 Combination         Max       0.000     -17.573  -5.138E-03      0.0000 
          13     2.00000       COMB6 Combination         Max       0.000      -7.035  -5.138E-03      0.0000 
          13     2.00000       COMB6 Combination         Max       0.000     -38.998  -5.138E-03      0.0000 
          13     2.35000       COMB6 Combination         Max       0.000     -31.622  -5.138E-03      0.0000 
          13     0.15000       COMB6 Combination         Min       0.000      49.885  -5.138E-03      0.0000 
          13     0.50000       COMB6 Combination         Min       0.000      57.262  -5.138E-03      0.0000 
          13     0.50000       COMB6 Combination         Min       0.000      25.280  -5.138E-03      0.0000 
          13     1.00000       COMB6 Combination         Min       0.000      35.817  -5.138E-03      0.0000 
          13     1.00000       COMB6 Combination         Min       0.000       3.850  -5.138E-03      0.0000 
          13     1.25000       COMB6 Combination         Min       0.000       9.119  -5.138E-03      0.0000 
          13     1.50000       COMB6 Combination         Min       0.000      14.388  -5.138E-03      0.0000 
          13     1.50000       COMB6 Combination         Min       0.000     -17.573  -5.138E-03      0.0000 
          13     2.00000       COMB6 Combination         Min       0.000      -7.035  -5.138E-03      0.0000 
          13     2.00000       COMB6 Combination         Min       0.000     -38.998  -5.138E-03      0.0000 
          13     2.35000       COMB6 Combination         Min       0.000     -31.622  -5.138E-03      0.0000 
          13     0.15000       COMB7 Combination         Max       0.000      46.969  -9.088E-05      0.0000 
          13     0.50000       COMB7 Combination         Max       0.000      54.345  -9.088E-05      0.0000 
          13     0.50000       COMB7 Combination         Max       0.000      24.304  -9.088E-05      0.0000 
          13     1.00000       COMB7 Combination         Max       0.000      34.842  -9.088E-05      0.0000 
          13     1.00000       COMB7 Combination         Max       0.000       4.816  -9.088E-05      0.0000 
          13     1.25000       COMB7 Combination         Max       0.000      10.085  -9.088E-05      0.0000 
          13     1.50000       COMB7 Combination         Max       0.000      15.353  -9.088E-05      0.0000 
          13     1.50000       COMB7 Combination         Max       0.000     -14.666  -9.088E-05      0.0000 
          13     2.00000       COMB7 Combination         Max       0.000      -4.128  -9.088E-05      0.0000 
          13     2.00000       COMB7 Combination         Max       0.000     -34.148  -9.088E-05      0.0000 
          13     2.35000       COMB7 Combination         Max       0.000     -26.772  -9.088E-05      0.0000 
          13     0.15000       COMB7 Combination         Min       0.000      46.969  -9.088E-05      0.0000 
          13     0.50000       COMB7 Combination         Min       0.000      54.345  -9.088E-05      0.0000 
          13     0.50000       COMB7 Combination         Min       0.000      24.304  -9.088E-05      0.0000 
          13     1.00000       COMB7 Combination         Min       0.000      34.842  -9.088E-05      0.0000 
          13     1.00000       COMB7 Combination         Min       0.000       4.816  -9.088E-05      0.0000 
          13     1.25000       COMB7 Combination         Min       0.000      10.085  -9.088E-05      0.0000 
          13     1.50000       COMB7 Combination         Min       0.000      15.353  -9.088E-05      0.0000 
          13     1.50000       COMB7 Combination         Min       0.000     -14.666  -9.088E-05      0.0000 
          13     2.00000       COMB7 Combination         Min       0.000      -4.128  -9.088E-05      0.0000 
          13     2.00000       COMB7 Combination         Min       0.000     -34.148  -9.088E-05      0.0000 
          13     2.35000       COMB7 Combination         Min       0.000     -26.772  -9.088E-05      0.0000 
          13     0.15000       COMB8 Combination         Max       0.000      55.217  -6.883E-05      0.0000 
          13     0.50000       COMB8 Combination         Max       0.000      62.593  -6.883E-05      0.0000 
          13     0.50000       COMB8 Combination         Max       0.000      30.013  -6.883E-05      0.0000 
          13     1.00000       COMB8 Combination         Max       0.000      40.550  -6.883E-05      0.0000 
          13     1.00000       COMB8 Combination         Max       0.000       7.988  -6.883E-05      0.0000 
          13     1.25000       COMB8 Combination         Max       0.000      13.256  -6.883E-05      0.0000 
          13     1.50000       COMB8 Combination         Max       0.000      18.525  -6.883E-05      0.0000 
          13     1.50000       COMB8 Combination         Max       0.000     -14.028  -6.883E-05      0.0000 
          13     2.00000       COMB8 Combination         Max       0.000      -3.490  -6.883E-05      0.0000 
          13     2.00000       COMB8 Combination         Max       0.000     -36.044  -6.883E-05      0.0000 
          13     2.35000       COMB8 Combination         Max       0.000     -28.667  -6.883E-05      0.0000 
          13     0.15000       COMB8 Combination         Min       0.000      55.217  -6.883E-05      0.0000 
          13     0.50000       COMB8 Combination         Min       0.000      62.593  -6.883E-05      0.0000 
          13     0.50000       COMB8 Combination         Min       0.000      30.013  -6.883E-05      0.0000 
          13     1.00000       COMB8 Combination         Min       0.000      40.550  -6.883E-05      0.0000 
          13     1.00000       COMB8 Combination         Min       0.000       7.988  -6.883E-05      0.0000 
          13     1.25000       COMB8 Combination         Min       0.000      13.256  -6.883E-05      0.0000 
          13     1.50000       COMB8 Combination         Min       0.000      18.525  -6.883E-05      0.0000 
          13     1.50000       COMB8 Combination         Min       0.000     -14.028  -6.883E-05      0.0000 
          13     2.00000       COMB8 Combination         Min       0.000      -3.490  -6.883E-05      0.0000 
          13     2.00000       COMB8 Combination         Min       0.000     -36.044  -6.883E-05      0.0000 
          13     2.35000       COMB8 Combination         Min       0.000     -28.667  -6.883E-05      0.0000 
          13     0.15000       COMB9 Combination         Max       0.000      44.939   1.394E-04      0.0000 
          13     0.50000       COMB9 Combination         Max       0.000      52.315   1.394E-04      0.0000 
          13     0.50000       COMB9 Combination         Max       0.000      22.901   1.394E-04      0.0000 
          13     1.00000       COMB9 Combination         Max       0.000      33.438   1.394E-04      0.0000 
          13     1.00000       COMB9 Combination         Max       0.000       4.038   1.394E-04      0.0000 
          13     1.25000       COMB9 Combination         Max       0.000       9.307   1.394E-04      0.0000 
          13     1.50000       COMB9 Combination         Max       0.000      14.575   1.394E-04      0.0000 
          13     1.50000       COMB9 Combination         Max       0.000     -14.818   1.394E-04      0.0000 
          13     2.00000       COMB9 Combination         Max       0.000      -4.281   1.394E-04      0.0000 
          13     2.00000       COMB9 Combination         Max       0.000     -33.676   1.394E-04      0.0000 
          13     2.35000       COMB9 Combination         Max       0.000     -26.300   1.394E-04      0.0000 
          13     0.15000       COMB9 Combination         Min       0.000      44.939   1.394E-04      0.0000 
          13     0.50000       COMB9 Combination         Min       0.000      52.315   1.394E-04      0.0000 
          13     0.50000       COMB9 Combination         Min       0.000      22.901   1.394E-04      0.0000 
          13     1.00000       COMB9 Combination         Min       0.000      33.438   1.394E-04      0.0000 
          13     1.00000       COMB9 Combination         Min       0.000       4.038   1.394E-04      0.0000 
          13     1.25000       COMB9 Combination         Min       0.000       9.307   1.394E-04      0.0000 
          13     1.50000       COMB9 Combination         Min       0.000      14.575   1.394E-04      0.0000 
          13     1.50000       COMB9 Combination         Min       0.000     -14.818   1.394E-04      0.0000 
          13     2.00000       COMB9 Combination         Min       0.000      -4.281   1.394E-04      0.0000 
          13     2.00000       COMB9 Combination         Min       0.000     -33.676   1.394E-04      0.0000 
          13     2.35000       COMB9 Combination         Min       0.000     -26.300   1.394E-04      0.0000 
          13     0.15000      COMB10 Combination         Max       0.000      39.602  -5.444E-03      0.0000 
          13     0.50000      COMB10 Combination         Max       0.000      46.978  -5.444E-03      0.0000 
          13     0.50000      COMB10 Combination         Max       0.000      17.576  -5.444E-03      0.0000 
          13     1.00000      COMB10 Combination         Max       0.000      28.113  -5.444E-03      0.0000 
          13     1.00000      COMB10 Combination         Max       0.000      -1.279  -5.444E-03      0.0000 
          13     1.25000      COMB10 Combination         Max       0.000       3.990  -5.444E-03      0.0000 
          13     1.50000      COMB10 Combination         Max       0.000       9.259  -5.444E-03      0.0000 
          13     1.50000      COMB10 Combination         Max       0.000     -20.130  -5.444E-03      0.0000 
          13     2.00000      COMB10 Combination         Max       0.000      -9.593  -5.444E-03      0.0000 
          13     2.00000      COMB10 Combination         Max       0.000     -38.987  -5.444E-03      0.0000 
          13     2.35000      COMB10 Combination         Max       0.000     -31.611  -5.444E-03      0.0000 
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          13     0.15000      COMB10 Combination         Min       0.000      39.602  -5.444E-03      0.0000 
          13     0.50000      COMB10 Combination         Min       0.000      46.978  -5.444E-03      0.0000 
          13     0.50000      COMB10 Combination         Min       0.000      17.576  -5.444E-03      0.0000 
          13     1.00000      COMB10 Combination         Min       0.000      28.113  -5.444E-03      0.0000 
          13     1.00000      COMB10 Combination         Min       0.000      -1.279  -5.444E-03      0.0000 
          13     1.25000      COMB10 Combination         Min       0.000       3.990  -5.444E-03      0.0000 
          13     1.50000      COMB10 Combination         Min       0.000       9.259  -5.444E-03      0.0000 
          13     1.50000      COMB10 Combination         Min       0.000     -20.130  -5.444E-03      0.0000 
          13     2.00000      COMB10 Combination         Min       0.000      -9.593  -5.444E-03      0.0000 
          13     2.00000      COMB10 Combination         Min       0.000     -38.987  -5.444E-03      0.0000 
          13     2.35000      COMB10 Combination         Min       0.000     -31.611  -5.444E-03      0.0000 
          13     0.15000      COMB11 Combination         Max       0.000      53.187   1.615E-04      0.0000 
          13     0.50000      COMB11 Combination         Max       0.000      60.563   1.615E-04      0.0000 
          13     0.50000      COMB11 Combination         Max       0.000      28.609   1.615E-04      0.0000 
          13     1.00000      COMB11 Combination         Max       0.000      39.147   1.615E-04      0.0000 
          13     1.00000      COMB11 Combination         Max       0.000       7.210   1.615E-04      0.0000 
          13     1.25000      COMB11 Combination         Max       0.000      12.478   1.615E-04      0.0000 
          13     1.50000      COMB11 Combination         Max       0.000      17.747   1.615E-04      0.0000 
          13     1.50000      COMB11 Combination         Max       0.000     -14.181   1.615E-04      0.0000 
          13     2.00000      COMB11 Combination         Max       0.000      -3.643   1.615E-04      0.0000 
          13     2.00000      COMB11 Combination         Max       0.000     -35.572   1.615E-04      0.0000 
          13     2.35000      COMB11 Combination         Max       0.000     -28.195   1.615E-04      0.0000 
          13     0.15000      COMB11 Combination         Min       0.000      53.187   1.615E-04      0.0000 
          13     0.50000      COMB11 Combination         Min       0.000      60.563   1.615E-04      0.0000 
          13     0.50000      COMB11 Combination         Min       0.000      28.609   1.615E-04      0.0000 
          13     1.00000      COMB11 Combination         Min       0.000      39.147   1.615E-04      0.0000 
          13     1.00000      COMB11 Combination         Min       0.000       7.210   1.615E-04      0.0000 
          13     1.25000      COMB11 Combination         Min       0.000      12.478   1.615E-04      0.0000 
          13     1.50000      COMB11 Combination         Min       0.000      17.747   1.615E-04      0.0000 
          13     1.50000      COMB11 Combination         Min       0.000     -14.181   1.615E-04      0.0000 
          13     2.00000      COMB11 Combination         Min       0.000      -3.643   1.615E-04      0.0000 
          13     2.00000      COMB11 Combination         Min       0.000     -35.572   1.615E-04      0.0000 
          13     2.35000      COMB11 Combination         Min       0.000     -28.195   1.615E-04      0.0000 
          13     0.15000      COMB12 Combination         Max       0.000      47.849  -5.422E-03      0.0000 
          13     0.50000      COMB12 Combination         Max       0.000      55.226  -5.422E-03      0.0000 
          13     0.50000      COMB12 Combination         Max       0.000      23.284  -5.422E-03      0.0000 
          13     1.00000      COMB12 Combination         Max       0.000      33.821  -5.422E-03      0.0000 
          13     1.00000      COMB12 Combination         Max       0.000       1.893  -5.422E-03      0.0000 
          13     1.25000      COMB12 Combination         Max       0.000       7.162  -5.422E-03      0.0000 
          13     1.50000      COMB12 Combination         Max       0.000      12.431  -5.422E-03      0.0000 
          13     1.50000      COMB12 Combination         Max       0.000     -19.493  -5.422E-03      0.0000 
          13     2.00000      COMB12 Combination         Max       0.000      -8.955  -5.422E-03      0.0000 
          13     2.00000      COMB12 Combination         Max       0.000     -40.882  -5.422E-03      0.0000 
          13     2.35000      COMB12 Combination         Max       0.000     -33.506  -5.422E-03      0.0000 
          13     0.15000      COMB12 Combination         Min       0.000      47.849  -5.422E-03      0.0000 
          13     0.50000      COMB12 Combination         Min       0.000      55.226  -5.422E-03      0.0000 
          13     0.50000      COMB12 Combination         Min       0.000      23.284  -5.422E-03      0.0000 
          13     1.00000      COMB12 Combination         Min       0.000      33.821  -5.422E-03      0.0000 
          13     1.00000      COMB12 Combination         Min       0.000       1.893  -5.422E-03      0.0000 
          13     1.25000      COMB12 Combination         Min       0.000       7.162  -5.422E-03      0.0000 
          13     1.50000      COMB12 Combination         Min       0.000      12.431  -5.422E-03      0.0000 
          13     1.50000      COMB12 Combination         Min       0.000     -19.493  -5.422E-03      0.0000 
          13     2.00000      COMB12 Combination         Min       0.000      -8.955  -5.422E-03      0.0000 
          13     2.00000      COMB12 Combination         Min       0.000     -40.882  -5.422E-03      0.0000 
          13     2.35000      COMB12 Combination         Min       0.000     -33.506  -5.422E-03      0.0000 
          13     0.15000      COMB13 Combination         Max       0.349      56.616       0.846      0.0000 
          13     0.50000      COMB13 Combination         Max       0.349      63.992       0.846      0.0000 
          13     0.50000      COMB13 Combination         Max       0.217      31.336       0.553      0.0000 
          13     1.00000      COMB13 Combination         Max       0.217      41.873       0.553      0.0000 
          13     1.00000      COMB13 Combination         Max   3.240E-07       9.236       0.092      0.0000 
          13     1.25000      COMB13 Combination         Max   3.240E-07      14.504       0.092      0.0000 
          13     1.50000      COMB13 Combination         Max   3.240E-07      19.773       0.092      0.0000 
          13     1.50000      COMB13 Combination         Max       0.217     -12.854       0.632      0.0000 
          13     2.00000      COMB13 Combination         Max       0.217      -2.316       0.632      0.0000 
          13     2.00000      COMB13 Combination         Max       0.349     -34.943       0.890      0.0000 
          13     2.35000      COMB13 Combination         Max       0.349     -27.567       0.890      0.0000 
          13     0.15000      COMB13 Combination         Min      -0.349      55.853      -0.846      0.0000 
          13     0.50000      COMB13 Combination         Min      -0.349      63.230      -0.846      0.0000 
          13     0.50000      COMB13 Combination         Min      -0.217      30.686      -0.553      0.0000 
          13     1.00000      COMB13 Combination         Min      -0.217      41.223      -0.553      0.0000 
          13     1.00000      COMB13 Combination         Min  -3.240E-07       8.697      -0.092      0.0000 
          13     1.25000      COMB13 Combination         Min  -3.240E-07      13.966      -0.092      0.0000 
          13     1.50000      COMB13 Combination         Min  -3.240E-07      19.234      -0.092      0.0000 
          13     1.50000      COMB13 Combination         Min      -0.217     -13.282      -0.632      0.0000 
          13     2.00000      COMB13 Combination         Min      -0.217      -2.744      -0.632      0.0000 
          13     2.00000      COMB13 Combination         Min      -0.349     -35.260      -0.890      0.0000 
          13     2.35000      COMB13 Combination         Min      -0.349     -27.884      -0.890      0.0000 
          13     0.15000      COMB14 Combination         Max       0.566      72.001       0.304      0.0000 
          13     0.50000      COMB14 Combination         Max       0.566      79.377       0.304      0.0000 
          13     0.50000      COMB14 Combination         Max       0.353      46.741       0.249      0.0000 
          13     1.00000      COMB14 Combination         Max       0.353      57.279       0.249      0.0000 
          13     1.00000      COMB14 Combination         Max   2.378E-07      24.671       0.117      0.0000 
          13     1.25000      COMB14 Combination         Max   2.378E-07      29.939       0.117      0.0000 
          13     1.50000      COMB14 Combination         Max   2.378E-07      35.208       0.117      0.0000 
          13     1.50000      COMB14 Combination         Max       0.353       2.622       0.103      0.0000 
          13     2.00000      COMB14 Combination         Max       0.353      13.159       0.103      0.0000 
          13     2.00000      COMB14 Combination         Max       0.566     -19.418       0.214      0.0000 
          13     2.35000      COMB14 Combination         Max       0.566     -12.042       0.214      0.0000 
          13     0.15000      COMB14 Combination         Min      -0.566      40.469      -0.304      0.0000 
          13     0.50000      COMB14 Combination         Min      -0.566      47.845      -0.304      0.0000 
          13     0.50000      COMB14 Combination         Min      -0.353      15.280      -0.249      0.0000 
          13     1.00000      COMB14 Combination         Min      -0.353      25.818      -0.249      0.0000 
          13     1.00000      COMB14 Combination         Min  -2.378E-07      -6.738      -0.117      0.0000 
          13     1.25000      COMB14 Combination         Min  -2.378E-07      -1.469      -0.117      0.0000 
          13     1.50000      COMB14 Combination         Min  -2.378E-07       3.799      -0.117      0.0000 
          13     1.50000      COMB14 Combination         Min      -0.353     -28.757      -0.103      0.0000 
          13     2.00000      COMB14 Combination         Min      -0.353     -18.219      -0.103      0.0000 
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          13     2.00000      COMB14 Combination         Min      -0.566     -50.785      -0.214      0.0000 
          13     2.35000      COMB14 Combination         Min      -0.566     -43.409      -0.214      0.0000 
          13     0.15000         INV Combination         Max       0.566      72.001       0.846      0.0000 
          13     0.50000         INV Combination         Max       0.566      79.377       0.846      0.0000 
          13     0.50000         INV Combination         Max       0.353      46.741       0.553      0.0000 
          13     1.00000         INV Combination         Max       0.353      57.279       0.553      0.0000 
          13     1.00000         INV Combination         Max   3.240E-07      24.671       0.117      0.0000 
          13     1.25000         INV Combination         Max   3.240E-07      29.939       0.117      0.0000 
          13     1.50000         INV Combination         Max   3.240E-07      35.208       0.117      0.0000 
          13     1.50000         INV Combination         Max       0.353       2.622       0.632      0.0000 
          13     2.00000         INV Combination         Max       0.353      13.159       0.632      0.0000 
          13     2.00000         INV Combination         Max       0.566     -19.418       0.890      0.0000 
          13     2.35000         INV Combination         Max       0.566     -12.042       0.890      0.0000 
          13     0.15000         INV Combination         Min      -0.566      39.602      -0.846      0.0000 
          13     0.50000         INV Combination         Min      -0.566      46.978      -0.846      0.0000 
          13     0.50000         INV Combination         Min      -0.353      15.280      -0.553      0.0000 
          13     1.00000         INV Combination         Min      -0.353      25.818      -0.553      0.0000 
          13     1.00000         INV Combination         Min  -3.240E-07      -6.738      -0.117      0.0000 
          13     1.25000         INV Combination         Min  -3.240E-07      -1.469      -0.117      0.0000 
          13     1.50000         INV Combination         Min  -3.240E-07       3.799      -0.117      0.0000 
          13     1.50000         INV Combination         Min      -0.353     -28.757      -0.632      0.0000 
          13     2.00000         INV Combination         Min      -0.353     -18.219      -0.632      0.0000 
          13     2.00000         INV Combination         Min      -0.566     -50.785      -0.890      0.0000 
          13     2.35000         INV Combination         Min      -0.566     -43.409      -0.890      0.0000 
          14     0.15000          PP   LinStatic                   0.000     -21.825  -9.771E-17      0.0000 
          14     3.38333          PP   LinStatic                   0.000      -7.275  -9.771E-17      0.0000 
          14     6.61667          PP   LinStatic                   0.000       7.275  -9.771E-17      0.0000 
          14     9.85000          PP   LinStatic                   0.000      21.825  -9.771E-17      0.0000 
          14     0.15000        PERM   LinStatic                   0.000  -4.285E-14  -2.815E-17      0.0000 
          14     3.38333        PERM   LinStatic                   0.000  -4.285E-14  -2.815E-17      0.0000 
          14     6.61667        PERM   LinStatic                   0.000  -4.285E-14  -2.815E-17      0.0000 
          14     9.85000        PERM   LinStatic                   0.000  -4.285E-14  -2.815E-17      0.0000 
          14     0.15000        NEVE   LinStatic                   0.000  -1.837E-14  -1.155E-17      0.0000 
          14     3.38333        NEVE   LinStatic                   0.000  -1.837E-14  -1.155E-17      0.0000 
          14     6.61667        NEVE   LinStatic                   0.000  -1.837E-14  -1.155E-17      0.0000 
          14     9.85000        NEVE   LinStatic                   0.000  -1.837E-14  -1.155E-17      0.0000 
          14     0.15000      VENTOX   LinStatic                   0.000   4.566E-15   5.891E-18      0.0000 
          14     3.38333      VENTOX   LinStatic                   0.000   4.566E-15   5.891E-18      0.0000 
          14     6.61667      VENTOX   LinStatic                   0.000   4.566E-15   5.891E-18      0.0000 
          14     9.85000      VENTOX   LinStatic                   0.000   4.566E-15   5.891E-18      0.0000 
          14     0.15000      VENTOY   LinStatic                   0.000      -0.024   3.969E-04      0.0000 
          14     3.38333      VENTOY   LinStatic                   0.000      -0.024   3.969E-04      0.0000 
          14     6.61667      VENTOY   LinStatic                   0.000      -0.024   3.969E-04      0.0000 
          14     9.85000      VENTOY   LinStatic                   0.000      -0.024   3.969E-04      0.0000 
          14     0.15000      SISMAX LinRespSpec         Max       0.000   1.221E-09   7.227E-08      0.0000 
          14     3.38333      SISMAX LinRespSpec         Max       0.000   1.221E-09   7.227E-08      0.0000 
          14     6.61667      SISMAX LinRespSpec         Max       0.000   1.221E-09   7.227E-08      0.0000 
          14     9.85000      SISMAX LinRespSpec         Max       0.000   1.221E-09   7.227E-08      0.0000 
          14     0.15000      SISMAY LinRespSpec         Max       0.000       0.075   7.289E-03      0.0000 
          14     3.38333      SISMAY LinRespSpec         Max       0.000       0.075   7.289E-03      0.0000 
          14     6.61667      SISMAY LinRespSpec         Max       0.000       0.075   7.289E-03      0.0000 
          14     9.85000      SISMAY LinRespSpec         Max       0.000       0.075   7.289E-03      0.0000 
          14     0.15000        TERM   LinStatic                   0.000  -1.576E-15   1.024E-16      0.0000 
          14     3.38333        TERM   LinStatic                   0.000  -1.576E-15   1.024E-16      0.0000 
          14     6.61667        TERM   LinStatic                   0.000  -1.576E-15   1.024E-16      0.0000 
          14     9.85000        TERM   LinStatic                   0.000  -1.576E-15   1.024E-16      0.0000 
          14     0.15000       COMB1 Combination         Max       0.000     -21.825  -2.344E-17      0.0000 
          14     3.38333       COMB1 Combination         Max       0.000      -7.275  -2.344E-17      0.0000 
          14     6.61667       COMB1 Combination         Max       0.000       7.275  -2.344E-17      0.0000 
          14     9.85000       COMB1 Combination         Max       0.000      21.825  -2.344E-17      0.0000 
          14     0.15000       COMB1 Combination         Min       0.000     -21.825  -2.344E-17      0.0000 
          14     3.38333       COMB1 Combination         Min       0.000      -7.275  -2.344E-17      0.0000 
          14     6.61667       COMB1 Combination         Min       0.000       7.275  -2.344E-17      0.0000 
          14     9.85000       COMB1 Combination         Min       0.000      21.825  -2.344E-17      0.0000 
          14     0.15000       COMB2 Combination         Max       0.000     -21.825  -3.499E-17      0.0000 
          14     3.38333       COMB2 Combination         Max       0.000      -7.275  -3.499E-17      0.0000 
          14     6.61667       COMB2 Combination         Max       0.000       7.275  -3.499E-17      0.0000 
          14     9.85000       COMB2 Combination         Max       0.000      21.825  -3.499E-17      0.0000 
          14     0.15000       COMB2 Combination         Min       0.000     -21.825  -3.499E-17      0.0000 
          14     3.38333       COMB2 Combination         Min       0.000      -7.275  -3.499E-17      0.0000 
          14     6.61667       COMB2 Combination         Min       0.000       7.275  -3.499E-17      0.0000 
          14     9.85000       COMB2 Combination         Min       0.000      21.825  -3.499E-17      0.0000 
          14     0.15000       COMB3 Combination         Max       0.000     -21.825  -1.754E-17      0.0000 
          14     3.38333       COMB3 Combination         Max       0.000      -7.275  -1.754E-17      0.0000 
          14     6.61667       COMB3 Combination         Max       0.000       7.275  -1.754E-17      0.0000 
          14     9.85000       COMB3 Combination         Max       0.000      21.825  -1.754E-17      0.0000 
          14     0.15000       COMB3 Combination         Min       0.000     -21.825  -1.754E-17      0.0000 
          14     3.38333       COMB3 Combination         Min       0.000      -7.275  -1.754E-17      0.0000 
          14     6.61667       COMB3 Combination         Min       0.000       7.275  -1.754E-17      0.0000 
          14     9.85000       COMB3 Combination         Min       0.000      21.825  -1.754E-17      0.0000 
          14     0.15000       COMB4 Combination         Max       0.000     -21.849   3.969E-04      0.0000 
          14     3.38333       COMB4 Combination         Max       0.000      -7.299   3.969E-04      0.0000 
          14     6.61667       COMB4 Combination         Max       0.000       7.251   3.969E-04      0.0000 
          14     9.85000       COMB4 Combination         Max       0.000      21.801   3.969E-04      0.0000 
          14     0.15000       COMB4 Combination         Min       0.000     -21.849   3.969E-04      0.0000 
          14     3.38333       COMB4 Combination         Min       0.000      -7.299   3.969E-04      0.0000 
          14     6.61667       COMB4 Combination         Min       0.000       7.251   3.969E-04      0.0000 
          14     9.85000       COMB4 Combination         Min       0.000      21.801   3.969E-04      0.0000 
          14     0.15000       COMB5 Combination         Max       0.000     -21.825  -2.909E-17      0.0000 
          14     3.38333       COMB5 Combination         Max       0.000      -7.275  -2.909E-17      0.0000 
          14     6.61667       COMB5 Combination         Max       0.000       7.275  -2.909E-17      0.0000 
          14     9.85000       COMB5 Combination         Max       0.000      21.825  -2.909E-17      0.0000 
          14     0.15000       COMB5 Combination         Min       0.000     -21.825  -2.909E-17      0.0000 
          14     3.38333       COMB5 Combination         Min       0.000      -7.275  -2.909E-17      0.0000 
          14     6.61667       COMB5 Combination         Min       0.000       7.275  -2.909E-17      0.0000 
          14     9.85000       COMB5 Combination         Min       0.000      21.825  -2.909E-17      0.0000 
          14     0.15000       COMB6 Combination         Max       0.000     -21.849   3.969E-04      0.0000 
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          14     3.38333       COMB6 Combination         Max       0.000      -7.299   3.969E-04      0.0000 
          14     6.61667       COMB6 Combination         Max       0.000       7.251   3.969E-04      0.0000 
          14     9.85000       COMB6 Combination         Max       0.000      21.801   3.969E-04      0.0000 
          14     0.15000       COMB6 Combination         Min       0.000     -21.849   3.969E-04      0.0000 
          14     3.38333       COMB6 Combination         Min       0.000      -7.299   3.969E-04      0.0000 
          14     6.61667       COMB6 Combination         Min       0.000       7.251   3.969E-04      0.0000 
          14     9.85000       COMB6 Combination         Min       0.000      21.801   3.969E-04      0.0000 
          14     0.15000       COMB7 Combination         Max       0.000     -21.825  -2.283E-16      0.0000 
          14     3.38333       COMB7 Combination         Max       0.000      -7.275  -2.283E-16      0.0000 
          14     6.61667       COMB7 Combination         Max       0.000       7.275  -2.283E-16      0.0000 
          14     9.85000       COMB7 Combination         Max       0.000      21.825  -2.283E-16      0.0000 
          14     0.15000       COMB7 Combination         Min       0.000     -21.825  -2.283E-16      0.0000 
          14     3.38333       COMB7 Combination         Min       0.000      -7.275  -2.283E-16      0.0000 
          14     6.61667       COMB7 Combination         Min       0.000       7.275  -2.283E-16      0.0000 
          14     9.85000       COMB7 Combination         Min       0.000      21.825  -2.283E-16      0.0000 
          14     0.15000       COMB8 Combination         Max       0.000     -21.825  -2.398E-16      0.0000 
          14     3.38333       COMB8 Combination         Max       0.000      -7.275  -2.398E-16      0.0000 
          14     6.61667       COMB8 Combination         Max       0.000       7.275  -2.398E-16      0.0000 
          14     9.85000       COMB8 Combination         Max       0.000      21.825  -2.398E-16      0.0000 
          14     0.15000       COMB8 Combination         Min       0.000     -21.825  -2.398E-16      0.0000 
          14     3.38333       COMB8 Combination         Min       0.000      -7.275  -2.398E-16      0.0000 
          14     6.61667       COMB8 Combination         Min       0.000       7.275  -2.398E-16      0.0000 
          14     9.85000       COMB8 Combination         Min       0.000      21.825  -2.398E-16      0.0000 
          14     0.15000       COMB9 Combination         Max       0.000     -21.825  -2.224E-16      0.0000 
          14     3.38333       COMB9 Combination         Max       0.000      -7.275  -2.224E-16      0.0000 
          14     6.61667       COMB9 Combination         Max       0.000       7.275  -2.224E-16      0.0000 
          14     9.85000       COMB9 Combination         Max       0.000      21.825  -2.224E-16      0.0000 
          14     0.15000       COMB9 Combination         Min       0.000     -21.825  -2.224E-16      0.0000 
          14     3.38333       COMB9 Combination         Min       0.000      -7.275  -2.224E-16      0.0000 
          14     6.61667       COMB9 Combination         Min       0.000       7.275  -2.224E-16      0.0000 
          14     9.85000       COMB9 Combination         Min       0.000      21.825  -2.224E-16      0.0000 
          14     0.15000      COMB10 Combination         Max       0.000     -21.849   3.969E-04      0.0000 
          14     3.38333      COMB10 Combination         Max       0.000      -7.299   3.969E-04      0.0000 
          14     6.61667      COMB10 Combination         Max       0.000       7.251   3.969E-04      0.0000 
          14     9.85000      COMB10 Combination         Max       0.000      21.801   3.969E-04      0.0000 
          14     0.15000      COMB10 Combination         Min       0.000     -21.849   3.969E-04      0.0000 
          14     3.38333      COMB10 Combination         Min       0.000      -7.299   3.969E-04      0.0000 
          14     6.61667      COMB10 Combination         Min       0.000       7.251   3.969E-04      0.0000 
          14     9.85000      COMB10 Combination         Min       0.000      21.801   3.969E-04      0.0000 
          14     0.15000      COMB11 Combination         Max       0.000     -21.825  -2.339E-16      0.0000 
          14     3.38333      COMB11 Combination         Max       0.000      -7.275  -2.339E-16      0.0000 
          14     6.61667      COMB11 Combination         Max       0.000       7.275  -2.339E-16      0.0000 
          14     9.85000      COMB11 Combination         Max       0.000      21.825  -2.339E-16      0.0000 
          14     0.15000      COMB11 Combination         Min       0.000     -21.825  -2.339E-16      0.0000 
          14     3.38333      COMB11 Combination         Min       0.000      -7.275  -2.339E-16      0.0000 
          14     6.61667      COMB11 Combination         Min       0.000       7.275  -2.339E-16      0.0000 
          14     9.85000      COMB11 Combination         Min       0.000      21.825  -2.339E-16      0.0000 
          14     0.15000      COMB12 Combination         Max       0.000     -21.849   3.969E-04      0.0000 
          14     3.38333      COMB12 Combination         Max       0.000      -7.299   3.969E-04      0.0000 
          14     6.61667      COMB12 Combination         Max       0.000       7.251   3.969E-04      0.0000 
          14     9.85000      COMB12 Combination         Max       0.000      21.801   3.969E-04      0.0000 
          14     0.15000      COMB12 Combination         Min       0.000     -21.849   3.969E-04      0.0000 
          14     3.38333      COMB12 Combination         Min       0.000      -7.299   3.969E-04      0.0000 
          14     6.61667      COMB12 Combination         Min       0.000       7.251   3.969E-04      0.0000 
          14     9.85000      COMB12 Combination         Min       0.000      21.801   3.969E-04      0.0000 
          14     0.15000      COMB13 Combination         Max       0.000     -21.825   7.227E-08      0.0000 
          14     3.38333      COMB13 Combination         Max       0.000      -7.275   7.227E-08      0.0000 
          14     6.61667      COMB13 Combination         Max       0.000       7.275   7.227E-08      0.0000 
          14     9.85000      COMB13 Combination         Max       0.000      21.825   7.227E-08      0.0000 
          14     0.15000      COMB13 Combination         Min       0.000     -21.825  -7.227E-08      0.0000 
          14     3.38333      COMB13 Combination         Min       0.000      -7.275  -7.227E-08      0.0000 
          14     6.61667      COMB13 Combination         Min       0.000       7.275  -7.227E-08      0.0000 
          14     9.85000      COMB13 Combination         Min       0.000      21.825  -7.227E-08      0.0000 
          14     0.15000      COMB14 Combination         Max       0.000     -21.750   7.289E-03      0.0000 
          14     3.38333      COMB14 Combination         Max       0.000      -7.200   7.289E-03      0.0000 
          14     6.61667      COMB14 Combination         Max       0.000       7.350   7.289E-03      0.0000 
          14     9.85000      COMB14 Combination         Max       0.000      21.900   7.289E-03      0.0000 
          14     0.15000      COMB14 Combination         Min       0.000     -21.900  -7.289E-03      0.0000 
          14     3.38333      COMB14 Combination         Min       0.000      -7.350  -7.289E-03      0.0000 
          14     6.61667      COMB14 Combination         Min       0.000       7.200  -7.289E-03      0.0000 
          14     9.85000      COMB14 Combination         Min       0.000      21.750  -7.289E-03      0.0000 
          14     0.15000         INV Combination         Max       0.000     -21.750   7.289E-03      0.0000 
          14     3.38333         INV Combination         Max       0.000      -7.200   7.289E-03      0.0000 
          14     6.61667         INV Combination         Max       0.000       7.350   7.289E-03      0.0000 
          14     9.85000         INV Combination         Max       0.000      21.900   7.289E-03      0.0000 
          14     0.15000         INV Combination         Min       0.000     -21.900  -7.289E-03      0.0000 
          14     3.38333         INV Combination         Min       0.000      -7.350  -7.289E-03      0.0000 
          14     6.61667         INV Combination         Min       0.000       7.200  -7.289E-03      0.0000 
          14     9.85000         INV Combination         Min       0.000      21.750  -7.289E-03      0.0000 
          15     0.15000          PP   LinStatic                   0.000     -21.825  -5.246E-17      0.0000 
          15     3.38333          PP   LinStatic                   0.000      -7.275  -5.246E-17      0.0000 
          15     6.61667          PP   LinStatic                   0.000       7.275  -5.246E-17      0.0000 
          15     9.85000          PP   LinStatic                   0.000      21.825  -5.246E-17      0.0000 
          15     0.15000        PERM   LinStatic                   0.000  -3.852E-14  -1.492E-17      0.0000 
          15     3.38333        PERM   LinStatic                   0.000  -3.852E-14  -1.492E-17      0.0000 
          15     6.61667        PERM   LinStatic                   0.000  -3.852E-14  -1.492E-17      0.0000 
          15     9.85000        PERM   LinStatic                   0.000  -3.852E-14  -1.492E-17      0.0000 
          15     0.15000        NEVE   LinStatic                   0.000  -1.665E-14  -6.091E-18      0.0000 
          15     3.38333        NEVE   LinStatic                   0.000  -1.665E-14  -6.091E-18      0.0000 
          15     6.61667        NEVE   LinStatic                   0.000  -1.665E-14  -6.091E-18      0.0000 
          15     9.85000        NEVE   LinStatic                   0.000  -1.665E-14  -6.091E-18      0.0000 
          15     0.15000      VENTOX   LinStatic                   0.000   4.108E-15   2.923E-18      0.0000 
          15     3.38333      VENTOX   LinStatic                   0.000   4.108E-15   2.923E-18      0.0000 
          15     6.61667      VENTOX   LinStatic                   0.000   4.108E-15   2.923E-18      0.0000 
          15     9.85000      VENTOX   LinStatic                   0.000   4.108E-15   2.923E-18      0.0000 
          15     0.15000      VENTOY   LinStatic                   0.000      -0.022   4.808E-05      0.0000 
          15     3.38333      VENTOY   LinStatic                   0.000      -0.022   4.808E-05      0.0000 
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          15     6.61667      VENTOY   LinStatic                   0.000      -0.022   4.808E-05      0.0000 
          15     9.85000      VENTOY   LinStatic                   0.000      -0.022   4.808E-05      0.0000 
          15     0.15000      SISMAX LinRespSpec         Max       0.000   1.027E-09   4.530E-08      0.0000 
          15     3.38333      SISMAX LinRespSpec         Max       0.000   1.027E-09   4.530E-08      0.0000 
          15     6.61667      SISMAX LinRespSpec         Max       0.000   1.027E-09   4.530E-08      0.0000 
          15     9.85000      SISMAX LinRespSpec         Max       0.000   1.027E-09   4.530E-08      0.0000 
          15     0.15000      SISMAY LinRespSpec         Max       0.000       0.072   3.803E-03      0.0000 
          15     3.38333      SISMAY LinRespSpec         Max       0.000       0.072   3.803E-03      0.0000 
          15     6.61667      SISMAY LinRespSpec         Max       0.000       0.072   3.803E-03      0.0000 
          15     9.85000      SISMAY LinRespSpec         Max       0.000       0.072   3.803E-03      0.0000 
          15     0.15000        TERM   LinStatic                   0.000  -1.589E-15   3.943E-17      0.0000 
          15     3.38333        TERM   LinStatic                   0.000  -1.589E-15   3.943E-17      0.0000 
          15     6.61667        TERM   LinStatic                   0.000  -1.589E-15   3.943E-17      0.0000 
          15     9.85000        TERM   LinStatic                   0.000  -1.589E-15   3.943E-17      0.0000 
          15     0.15000       COMB1 Combination         Max       0.000     -21.825  -2.794E-17      0.0000 
          15     3.38333       COMB1 Combination         Max       0.000      -7.275  -2.794E-17      0.0000 
          15     6.61667       COMB1 Combination         Max       0.000       7.275  -2.794E-17      0.0000 
          15     9.85000       COMB1 Combination         Max       0.000      21.825  -2.794E-17      0.0000 
          15     0.15000       COMB1 Combination         Min       0.000     -21.825  -2.794E-17      0.0000 
          15     3.38333       COMB1 Combination         Min       0.000      -7.275  -2.794E-17      0.0000 
          15     6.61667       COMB1 Combination         Min       0.000       7.275  -2.794E-17      0.0000 
          15     9.85000       COMB1 Combination         Min       0.000      21.825  -2.794E-17      0.0000 
          15     0.15000       COMB2 Combination         Max       0.000     -21.825  -3.403E-17      0.0000 
          15     3.38333       COMB2 Combination         Max       0.000      -7.275  -3.403E-17      0.0000 
          15     6.61667       COMB2 Combination         Max       0.000       7.275  -3.403E-17      0.0000 
          15     9.85000       COMB2 Combination         Max       0.000      21.825  -3.403E-17      0.0000 
          15     0.15000       COMB2 Combination         Min       0.000     -21.825  -3.403E-17      0.0000 
          15     3.38333       COMB2 Combination         Min       0.000      -7.275  -3.403E-17      0.0000 
          15     6.61667       COMB2 Combination         Min       0.000       7.275  -3.403E-17      0.0000 
          15     9.85000       COMB2 Combination         Min       0.000      21.825  -3.403E-17      0.0000 
          15     0.15000       COMB3 Combination         Max       0.000     -21.825  -2.502E-17      0.0000 
          15     3.38333       COMB3 Combination         Max       0.000      -7.275  -2.502E-17      0.0000 
          15     6.61667       COMB3 Combination         Max       0.000       7.275  -2.502E-17      0.0000 
          15     9.85000       COMB3 Combination         Max       0.000      21.825  -2.502E-17      0.0000 
          15     0.15000       COMB3 Combination         Min       0.000     -21.825  -2.502E-17      0.0000 
          15     3.38333       COMB3 Combination         Min       0.000      -7.275  -2.502E-17      0.0000 
          15     6.61667       COMB3 Combination         Min       0.000       7.275  -2.502E-17      0.0000 
          15     9.85000       COMB3 Combination         Min       0.000      21.825  -2.502E-17      0.0000 
          15     0.15000       COMB4 Combination         Max       0.000     -21.847   4.808E-05      0.0000 
          15     3.38333       COMB4 Combination         Max       0.000      -7.297   4.808E-05      0.0000 
          15     6.61667       COMB4 Combination         Max       0.000       7.253   4.808E-05      0.0000 
          15     9.85000       COMB4 Combination         Max       0.000      21.803   4.808E-05      0.0000 
          15     0.15000       COMB4 Combination         Min       0.000     -21.847   4.808E-05      0.0000 
          15     3.38333       COMB4 Combination         Min       0.000      -7.297   4.808E-05      0.0000 
          15     6.61667       COMB4 Combination         Min       0.000       7.253   4.808E-05      0.0000 
          15     9.85000       COMB4 Combination         Min       0.000      21.803   4.808E-05      0.0000 
          15     0.15000       COMB5 Combination         Max       0.000     -21.825  -3.111E-17      0.0000 
          15     3.38333       COMB5 Combination         Max       0.000      -7.275  -3.111E-17      0.0000 
          15     6.61667       COMB5 Combination         Max       0.000       7.275  -3.111E-17      0.0000 
          15     9.85000       COMB5 Combination         Max       0.000      21.825  -3.111E-17      0.0000 
          15     0.15000       COMB5 Combination         Min       0.000     -21.825  -3.111E-17      0.0000 
          15     3.38333       COMB5 Combination         Min       0.000      -7.275  -3.111E-17      0.0000 
          15     6.61667       COMB5 Combination         Min       0.000       7.275  -3.111E-17      0.0000 
          15     9.85000       COMB5 Combination         Min       0.000      21.825  -3.111E-17      0.0000 
          15     0.15000       COMB6 Combination         Max       0.000     -21.847   4.808E-05      0.0000 
          15     3.38333       COMB6 Combination         Max       0.000      -7.297   4.808E-05      0.0000 
          15     6.61667       COMB6 Combination         Max       0.000       7.253   4.808E-05      0.0000 
          15     9.85000       COMB6 Combination         Max       0.000      21.803   4.808E-05      0.0000 
          15     0.15000       COMB6 Combination         Min       0.000     -21.847   4.808E-05      0.0000 
          15     3.38333       COMB6 Combination         Min       0.000      -7.297   4.808E-05      0.0000 
          15     6.61667       COMB6 Combination         Min       0.000       7.253   4.808E-05      0.0000 
          15     9.85000       COMB6 Combination         Min       0.000      21.803   4.808E-05      0.0000 
          15     0.15000       COMB7 Combination         Max       0.000     -21.825  -1.068E-16      0.0000 
          15     3.38333       COMB7 Combination         Max       0.000      -7.275  -1.068E-16      0.0000 
          15     6.61667       COMB7 Combination         Max       0.000       7.275  -1.068E-16      0.0000 
          15     9.85000       COMB7 Combination         Max       0.000      21.825  -1.068E-16      0.0000 
          15     0.15000       COMB7 Combination         Min       0.000     -21.825  -1.068E-16      0.0000 
          15     3.38333       COMB7 Combination         Min       0.000      -7.275  -1.068E-16      0.0000 
          15     6.61667       COMB7 Combination         Min       0.000       7.275  -1.068E-16      0.0000 
          15     9.85000       COMB7 Combination         Min       0.000      21.825  -1.068E-16      0.0000 
          15     0.15000       COMB8 Combination         Max       0.000     -21.825  -1.129E-16      0.0000 
          15     3.38333       COMB8 Combination         Max       0.000      -7.275  -1.129E-16      0.0000 
          15     6.61667       COMB8 Combination         Max       0.000       7.275  -1.129E-16      0.0000 
          15     9.85000       COMB8 Combination         Max       0.000      21.825  -1.129E-16      0.0000 
          15     0.15000       COMB8 Combination         Min       0.000     -21.825  -1.129E-16      0.0000 
          15     3.38333       COMB8 Combination         Min       0.000      -7.275  -1.129E-16      0.0000 
          15     6.61667       COMB8 Combination         Min       0.000       7.275  -1.129E-16      0.0000 
          15     9.85000       COMB8 Combination         Min       0.000      21.825  -1.129E-16      0.0000 
          15     0.15000       COMB9 Combination         Max       0.000     -21.825  -1.039E-16      0.0000 
          15     3.38333       COMB9 Combination         Max       0.000      -7.275  -1.039E-16      0.0000 
          15     6.61667       COMB9 Combination         Max       0.000       7.275  -1.039E-16      0.0000 
          15     9.85000       COMB9 Combination         Max       0.000      21.825  -1.039E-16      0.0000 
          15     0.15000       COMB9 Combination         Min       0.000     -21.825  -1.039E-16      0.0000 
          15     3.38333       COMB9 Combination         Min       0.000      -7.275  -1.039E-16      0.0000 
          15     6.61667       COMB9 Combination         Min       0.000       7.275  -1.039E-16      0.0000 
          15     9.85000       COMB9 Combination         Min       0.000      21.825  -1.039E-16      0.0000 
          15     0.15000      COMB10 Combination         Max       0.000     -21.847   4.808E-05      0.0000 
          15     3.38333      COMB10 Combination         Max       0.000      -7.297   4.808E-05      0.0000 
          15     6.61667      COMB10 Combination         Max       0.000       7.253   4.808E-05      0.0000 
          15     9.85000      COMB10 Combination         Max       0.000      21.803   4.808E-05      0.0000 
          15     0.15000      COMB10 Combination         Min       0.000     -21.847   4.808E-05      0.0000 
          15     3.38333      COMB10 Combination         Min       0.000      -7.297   4.808E-05      0.0000 
          15     6.61667      COMB10 Combination         Min       0.000       7.253   4.808E-05      0.0000 
          15     9.85000      COMB10 Combination         Min       0.000      21.803   4.808E-05      0.0000 
          15     0.15000      COMB11 Combination         Max       0.000     -21.825  -1.100E-16      0.0000 
          15     3.38333      COMB11 Combination         Max       0.000      -7.275  -1.100E-16      0.0000 
          15     6.61667      COMB11 Combination         Max       0.000       7.275  -1.100E-16      0.0000 
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          15     9.85000      COMB11 Combination         Max       0.000      21.825  -1.100E-16      0.0000 
          15     0.15000      COMB11 Combination         Min       0.000     -21.825  -1.100E-16      0.0000 
          15     3.38333      COMB11 Combination         Min       0.000      -7.275  -1.100E-16      0.0000 
          15     6.61667      COMB11 Combination         Min       0.000       7.275  -1.100E-16      0.0000 
          15     9.85000      COMB11 Combination         Min       0.000      21.825  -1.100E-16      0.0000 
          15     0.15000      COMB12 Combination         Max       0.000     -21.847   4.808E-05      0.0000 
          15     3.38333      COMB12 Combination         Max       0.000      -7.297   4.808E-05      0.0000 
          15     6.61667      COMB12 Combination         Max       0.000       7.253   4.808E-05      0.0000 
          15     9.85000      COMB12 Combination         Max       0.000      21.803   4.808E-05      0.0000 
          15     0.15000      COMB12 Combination         Min       0.000     -21.847   4.808E-05      0.0000 
          15     3.38333      COMB12 Combination         Min       0.000      -7.297   4.808E-05      0.0000 
          15     6.61667      COMB12 Combination         Min       0.000       7.253   4.808E-05      0.0000 
          15     9.85000      COMB12 Combination         Min       0.000      21.803   4.808E-05      0.0000 
          15     0.15000      COMB13 Combination         Max       0.000     -21.825   4.530E-08      0.0000 
          15     3.38333      COMB13 Combination         Max       0.000      -7.275   4.530E-08      0.0000 
          15     6.61667      COMB13 Combination         Max       0.000       7.275   4.530E-08      0.0000 
          15     9.85000      COMB13 Combination         Max       0.000      21.825   4.530E-08      0.0000 
          15     0.15000      COMB13 Combination         Min       0.000     -21.825  -4.530E-08      0.0000 
          15     3.38333      COMB13 Combination         Min       0.000      -7.275  -4.530E-08      0.0000 
          15     6.61667      COMB13 Combination         Min       0.000       7.275  -4.530E-08      0.0000 
          15     9.85000      COMB13 Combination         Min       0.000      21.825  -4.530E-08      0.0000 
          15     0.15000      COMB14 Combination         Max       0.000     -21.753   3.803E-03      0.0000 
          15     3.38333      COMB14 Combination         Max       0.000      -7.203   3.803E-03      0.0000 
          15     6.61667      COMB14 Combination         Max       0.000       7.347   3.803E-03      0.0000 
          15     9.85000      COMB14 Combination         Max       0.000      21.897   3.803E-03      0.0000 
          15     0.15000      COMB14 Combination         Min       0.000     -21.897  -3.803E-03      0.0000 
          15     3.38333      COMB14 Combination         Min       0.000      -7.347  -3.803E-03      0.0000 
          15     6.61667      COMB14 Combination         Min       0.000       7.203  -3.803E-03      0.0000 
          15     9.85000      COMB14 Combination         Min       0.000      21.753  -3.803E-03      0.0000 
          15     0.15000         INV Combination         Max       0.000     -21.753   3.803E-03      0.0000 
          15     3.38333         INV Combination         Max       0.000      -7.203   3.803E-03      0.0000 
          15     6.61667         INV Combination         Max       0.000       7.347   3.803E-03      0.0000 
          15     9.85000         INV Combination         Max       0.000      21.897   3.803E-03      0.0000 
          15     0.15000         INV Combination         Min       0.000     -21.897  -3.803E-03      0.0000 
          15     3.38333         INV Combination         Min       0.000      -7.347  -3.803E-03      0.0000 
          15     6.61667         INV Combination         Min       0.000       7.203  -3.803E-03      0.0000 
          15     9.85000         INV Combination         Min       0.000      21.753  -3.803E-03      0.0000 
          16     0.15000          PP   LinStatic                   0.000     -21.825  -4.667E-17      0.0000 
          16     3.38333          PP   LinStatic                   0.000      -7.275  -4.667E-17      0.0000 
          16     6.61667          PP   LinStatic                   0.000       7.275  -4.667E-17      0.0000 
          16     9.85000          PP   LinStatic                   0.000      21.825  -4.667E-17      0.0000 
          16     0.15000        PERM   LinStatic                   0.000  -3.131E-14  -1.299E-17      0.0000 
          16     3.38333        PERM   LinStatic                   0.000  -3.131E-14  -1.299E-17      0.0000 
          16     6.61667        PERM   LinStatic                   0.000  -3.131E-14  -1.299E-17      0.0000 
          16     9.85000        PERM   LinStatic                   0.000  -3.131E-14  -1.299E-17      0.0000 
          16     0.15000        NEVE   LinStatic                   0.000  -1.354E-14  -4.995E-18      0.0000 
          16     3.38333        NEVE   LinStatic                   0.000  -1.354E-14  -4.995E-18      0.0000 
          16     6.61667        NEVE   LinStatic                   0.000  -1.354E-14  -4.995E-18      0.0000 
          16     9.85000        NEVE   LinStatic                   0.000  -1.354E-14  -4.995E-18      0.0000 
          16     0.15000      VENTOX   LinStatic                   0.000   3.317E-15   3.873E-19      0.0000 
          16     3.38333      VENTOX   LinStatic                   0.000   3.317E-15   3.873E-19      0.0000 
          16     6.61667      VENTOX   LinStatic                   0.000   3.317E-15   3.873E-19      0.0000 
          16     9.85000      VENTOX   LinStatic                   0.000   3.317E-15   3.873E-19      0.0000 
          16     0.15000      VENTOY   LinStatic                   0.000      -0.020  -3.156E-04      0.0000 
          16     3.38333      VENTOY   LinStatic                   0.000      -0.020  -3.156E-04      0.0000 
          16     6.61667      VENTOY   LinStatic                   0.000      -0.020  -3.156E-04      0.0000 
          16     9.85000      VENTOY   LinStatic                   0.000      -0.020  -3.156E-04      0.0000 
          16     0.15000      SISMAX LinRespSpec         Max       0.000   1.098E-09   5.174E-08      0.0000 
          16     3.38333      SISMAX LinRespSpec         Max       0.000   1.098E-09   5.174E-08      0.0000 
          16     6.61667      SISMAX LinRespSpec         Max       0.000   1.098E-09   5.174E-08      0.0000 
          16     9.85000      SISMAX LinRespSpec         Max       0.000   1.098E-09   5.174E-08      0.0000 
          16     0.15000      SISMAY LinRespSpec         Max       0.000       0.066   2.816E-03      0.0000 
          16     3.38333      SISMAY LinRespSpec         Max       0.000       0.066   2.816E-03      0.0000 
          16     6.61667      SISMAY LinRespSpec         Max       0.000       0.066   2.816E-03      0.0000 
          16     9.85000      SISMAY LinRespSpec         Max       0.000       0.066   2.816E-03      0.0000 
          16     0.15000        TERM   LinStatic                   0.000  -1.541E-15  -4.042E-19      0.0000 
          16     3.38333        TERM   LinStatic                   0.000  -1.541E-15  -4.042E-19      0.0000 
          16     6.61667        TERM   LinStatic                   0.000  -1.541E-15  -4.042E-19      0.0000 
          16     9.85000        TERM   LinStatic                   0.000  -1.541E-15  -4.042E-19      0.0000 
          16     0.15000       COMB1 Combination         Max       0.000     -21.825  -6.006E-17      0.0000 
          16     3.38333       COMB1 Combination         Max       0.000      -7.275  -6.006E-17      0.0000 
          16     6.61667       COMB1 Combination         Max       0.000       7.275  -6.006E-17      0.0000 
          16     9.85000       COMB1 Combination         Max       0.000      21.825  -6.006E-17      0.0000 
          16     0.15000       COMB1 Combination         Min       0.000     -21.825  -6.006E-17      0.0000 
          16     3.38333       COMB1 Combination         Min       0.000      -7.275  -6.006E-17      0.0000 
          16     6.61667       COMB1 Combination         Min       0.000       7.275  -6.006E-17      0.0000 
          16     9.85000       COMB1 Combination         Min       0.000      21.825  -6.006E-17      0.0000 
          16     0.15000       COMB2 Combination         Max       0.000     -21.825  -6.506E-17      0.0000 
          16     3.38333       COMB2 Combination         Max       0.000      -7.275  -6.506E-17      0.0000 
          16     6.61667       COMB2 Combination         Max       0.000       7.275  -6.506E-17      0.0000 
          16     9.85000       COMB2 Combination         Max       0.000      21.825  -6.506E-17      0.0000 
          16     0.15000       COMB2 Combination         Min       0.000     -21.825  -6.506E-17      0.0000 
          16     3.38333       COMB2 Combination         Min       0.000      -7.275  -6.506E-17      0.0000 
          16     6.61667       COMB2 Combination         Min       0.000       7.275  -6.506E-17      0.0000 
          16     9.85000       COMB2 Combination         Min       0.000      21.825  -6.506E-17      0.0000 
          16     0.15000       COMB3 Combination         Max       0.000     -21.825  -5.968E-17      0.0000 
          16     3.38333       COMB3 Combination         Max       0.000      -7.275  -5.968E-17      0.0000 
          16     6.61667       COMB3 Combination         Max       0.000       7.275  -5.968E-17      0.0000 
          16     9.85000       COMB3 Combination         Max       0.000      21.825  -5.968E-17      0.0000 
          16     0.15000       COMB3 Combination         Min       0.000     -21.825  -5.968E-17      0.0000 
          16     3.38333       COMB3 Combination         Min       0.000      -7.275  -5.968E-17      0.0000 
          16     6.61667       COMB3 Combination         Min       0.000       7.275  -5.968E-17      0.0000 
          16     9.85000       COMB3 Combination         Min       0.000      21.825  -5.968E-17      0.0000 
          16     0.15000       COMB4 Combination         Max       0.000     -21.845  -3.156E-04      0.0000 
          16     3.38333       COMB4 Combination         Max       0.000      -7.295  -3.156E-04      0.0000 
          16     6.61667       COMB4 Combination         Max       0.000       7.255  -3.156E-04      0.0000 
          16     9.85000       COMB4 Combination         Max       0.000      21.805  -3.156E-04      0.0000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

110/ 799 

 
          16     0.15000       COMB4 Combination         Min       0.000     -21.845  -3.156E-04      0.0000 
          16     3.38333       COMB4 Combination         Min       0.000      -7.295  -3.156E-04      0.0000 
          16     6.61667       COMB4 Combination         Min       0.000       7.255  -3.156E-04      0.0000 
          16     9.85000       COMB4 Combination         Min       0.000      21.805  -3.156E-04      0.0000 
          16     0.15000       COMB5 Combination         Max       0.000     -21.825  -6.467E-17      0.0000 
          16     3.38333       COMB5 Combination         Max       0.000      -7.275  -6.467E-17      0.0000 
          16     6.61667       COMB5 Combination         Max       0.000       7.275  -6.467E-17      0.0000 
          16     9.85000       COMB5 Combination         Max       0.000      21.825  -6.467E-17      0.0000 
          16     0.15000       COMB5 Combination         Min       0.000     -21.825  -6.467E-17      0.0000 
          16     3.38333       COMB5 Combination         Min       0.000      -7.275  -6.467E-17      0.0000 
          16     6.61667       COMB5 Combination         Min       0.000       7.275  -6.467E-17      0.0000 
          16     9.85000       COMB5 Combination         Min       0.000      21.825  -6.467E-17      0.0000 
          16     0.15000       COMB6 Combination         Max       0.000     -21.845  -3.156E-04      0.0000 
          16     3.38333       COMB6 Combination         Max       0.000      -7.295  -3.156E-04      0.0000 
          16     6.61667       COMB6 Combination         Max       0.000       7.255  -3.156E-04      0.0000 
          16     9.85000       COMB6 Combination         Max       0.000      21.805  -3.156E-04      0.0000 
          16     0.15000       COMB6 Combination         Min       0.000     -21.845  -3.156E-04      0.0000 
          16     3.38333       COMB6 Combination         Min       0.000      -7.295  -3.156E-04      0.0000 
          16     6.61667       COMB6 Combination         Min       0.000       7.255  -3.156E-04      0.0000 
          16     9.85000       COMB6 Combination         Min       0.000      21.805  -3.156E-04      0.0000 
          16     0.15000       COMB7 Combination         Max       0.000     -21.825  -5.925E-17      0.0000 
          16     3.38333       COMB7 Combination         Max       0.000      -7.275  -5.925E-17      0.0000 
          16     6.61667       COMB7 Combination         Max       0.000       7.275  -5.925E-17      0.0000 
          16     9.85000       COMB7 Combination         Max       0.000      21.825  -5.925E-17      0.0000 
          16     0.15000       COMB7 Combination         Min       0.000     -21.825  -5.925E-17      0.0000 
          16     3.38333       COMB7 Combination         Min       0.000      -7.275  -5.925E-17      0.0000 
          16     6.61667       COMB7 Combination         Min       0.000       7.275  -5.925E-17      0.0000 
          16     9.85000       COMB7 Combination         Min       0.000      21.825  -5.925E-17      0.0000 
          16     0.15000       COMB8 Combination         Max       0.000     -21.825  -6.425E-17      0.0000 
          16     3.38333       COMB8 Combination         Max       0.000      -7.275  -6.425E-17      0.0000 
          16     6.61667       COMB8 Combination         Max       0.000       7.275  -6.425E-17      0.0000 
          16     9.85000       COMB8 Combination         Max       0.000      21.825  -6.425E-17      0.0000 
          16     0.15000       COMB8 Combination         Min       0.000     -21.825  -6.425E-17      0.0000 
          16     3.38333       COMB8 Combination         Min       0.000      -7.275  -6.425E-17      0.0000 
          16     6.61667       COMB8 Combination         Min       0.000       7.275  -6.425E-17      0.0000 
          16     9.85000       COMB8 Combination         Min       0.000      21.825  -6.425E-17      0.0000 
          16     0.15000       COMB9 Combination         Max       0.000     -21.825  -5.887E-17      0.0000 
          16     3.38333       COMB9 Combination         Max       0.000      -7.275  -5.887E-17      0.0000 
          16     6.61667       COMB9 Combination         Max       0.000       7.275  -5.887E-17      0.0000 
          16     9.85000       COMB9 Combination         Max       0.000      21.825  -5.887E-17      0.0000 
          16     0.15000       COMB9 Combination         Min       0.000     -21.825  -5.887E-17      0.0000 
          16     3.38333       COMB9 Combination         Min       0.000      -7.275  -5.887E-17      0.0000 
          16     6.61667       COMB9 Combination         Min       0.000       7.275  -5.887E-17      0.0000 
          16     9.85000       COMB9 Combination         Min       0.000      21.825  -5.887E-17      0.0000 
          16     0.15000      COMB10 Combination         Max       0.000     -21.845  -3.156E-04      0.0000 
          16     3.38333      COMB10 Combination         Max       0.000      -7.295  -3.156E-04      0.0000 
          16     6.61667      COMB10 Combination         Max       0.000       7.255  -3.156E-04      0.0000 
          16     9.85000      COMB10 Combination         Max       0.000      21.805  -3.156E-04      0.0000 
          16     0.15000      COMB10 Combination         Min       0.000     -21.845  -3.156E-04      0.0000 
          16     3.38333      COMB10 Combination         Min       0.000      -7.295  -3.156E-04      0.0000 
          16     6.61667      COMB10 Combination         Min       0.000       7.255  -3.156E-04      0.0000 
          16     9.85000      COMB10 Combination         Min       0.000      21.805  -3.156E-04      0.0000 
          16     0.15000      COMB11 Combination         Max       0.000     -21.825  -6.386E-17      0.0000 
          16     3.38333      COMB11 Combination         Max       0.000      -7.275  -6.386E-17      0.0000 
          16     6.61667      COMB11 Combination         Max       0.000       7.275  -6.386E-17      0.0000 
          16     9.85000      COMB11 Combination         Max       0.000      21.825  -6.386E-17      0.0000 
          16     0.15000      COMB11 Combination         Min       0.000     -21.825  -6.386E-17      0.0000 
          16     3.38333      COMB11 Combination         Min       0.000      -7.275  -6.386E-17      0.0000 
          16     6.61667      COMB11 Combination         Min       0.000       7.275  -6.386E-17      0.0000 
          16     9.85000      COMB11 Combination         Min       0.000      21.825  -6.386E-17      0.0000 
          16     0.15000      COMB12 Combination         Max       0.000     -21.845  -3.156E-04      0.0000 
          16     3.38333      COMB12 Combination         Max       0.000      -7.295  -3.156E-04      0.0000 
          16     6.61667      COMB12 Combination         Max       0.000       7.255  -3.156E-04      0.0000 
          16     9.85000      COMB12 Combination         Max       0.000      21.805  -3.156E-04      0.0000 
          16     0.15000      COMB12 Combination         Min       0.000     -21.845  -3.156E-04      0.0000 
          16     3.38333      COMB12 Combination         Min       0.000      -7.295  -3.156E-04      0.0000 
          16     6.61667      COMB12 Combination         Min       0.000       7.255  -3.156E-04      0.0000 
          16     9.85000      COMB12 Combination         Min       0.000      21.805  -3.156E-04      0.0000 
          16     0.15000      COMB13 Combination         Max       0.000     -21.825   5.174E-08      0.0000 
          16     3.38333      COMB13 Combination         Max       0.000      -7.275   5.174E-08      0.0000 
          16     6.61667      COMB13 Combination         Max       0.000       7.275   5.174E-08      0.0000 
          16     9.85000      COMB13 Combination         Max       0.000      21.825   5.174E-08      0.0000 
          16     0.15000      COMB13 Combination         Min       0.000     -21.825  -5.174E-08      0.0000 
          16     3.38333      COMB13 Combination         Min       0.000      -7.275  -5.174E-08      0.0000 
          16     6.61667      COMB13 Combination         Min       0.000       7.275  -5.174E-08      0.0000 
          16     9.85000      COMB13 Combination         Min       0.000      21.825  -5.174E-08      0.0000 
          16     0.15000      COMB14 Combination         Max       0.000     -21.759   2.816E-03      0.0000 
          16     3.38333      COMB14 Combination         Max       0.000      -7.209   2.816E-03      0.0000 
          16     6.61667      COMB14 Combination         Max       0.000       7.341   2.816E-03      0.0000 
          16     9.85000      COMB14 Combination         Max       0.000      21.891   2.816E-03      0.0000 
          16     0.15000      COMB14 Combination         Min       0.000     -21.891  -2.816E-03      0.0000 
          16     3.38333      COMB14 Combination         Min       0.000      -7.341  -2.816E-03      0.0000 
          16     6.61667      COMB14 Combination         Min       0.000       7.209  -2.816E-03      0.0000 
          16     9.85000      COMB14 Combination         Min       0.000      21.759  -2.816E-03      0.0000 
          16     0.15000         INV Combination         Max       0.000     -21.759   2.816E-03      0.0000 
          16     3.38333         INV Combination         Max       0.000      -7.209   2.816E-03      0.0000 
          16     6.61667         INV Combination         Max       0.000       7.341   2.816E-03      0.0000 
          16     9.85000         INV Combination         Max       0.000      21.891   2.816E-03      0.0000 
          16     0.15000         INV Combination         Min       0.000     -21.891  -2.816E-03      0.0000 
          16     3.38333         INV Combination         Min       0.000      -7.341  -2.816E-03      0.0000 
          16     6.61667         INV Combination         Min       0.000       7.209  -2.816E-03      0.0000 
          16     9.85000         INV Combination         Min       0.000      21.759  -2.816E-03      0.0000 
          17     0.15000          PP   LinStatic                   0.000     -21.825  -3.843E-17      0.0000 
          17     3.38333          PP   LinStatic                   0.000      -7.275  -3.843E-17      0.0000 
          17     6.61667          PP   LinStatic                   0.000       7.275  -3.843E-17      0.0000 
          17     9.85000          PP   LinStatic                   0.000      21.825  -3.843E-17      0.0000 
          17     0.15000        PERM   LinStatic                   0.000  -2.298E-14  -1.062E-17      0.0000 
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          17     3.38333        PERM   LinStatic                   0.000  -2.298E-14  -1.062E-17      0.0000 
          17     6.61667        PERM   LinStatic                   0.000  -2.298E-14  -1.062E-17      0.0000 
          17     9.85000        PERM   LinStatic                   0.000  -2.298E-14  -1.062E-17      0.0000 
          17     0.15000        NEVE   LinStatic                   0.000  -9.825E-15  -4.095E-18      0.0000 
          17     3.38333        NEVE   LinStatic                   0.000  -9.825E-15  -4.095E-18      0.0000 
          17     6.61667        NEVE   LinStatic                   0.000  -9.825E-15  -4.095E-18      0.0000 
          17     9.85000        NEVE   LinStatic                   0.000  -9.825E-15  -4.095E-18      0.0000 
          17     0.15000      VENTOX   LinStatic                   0.000   2.442E-15  -6.031E-18      0.0000 
          17     3.38333      VENTOX   LinStatic                   0.000   2.442E-15  -6.031E-18      0.0000 
          17     6.61667      VENTOX   LinStatic                   0.000   2.442E-15  -6.031E-18      0.0000 
          17     9.85000      VENTOX   LinStatic                   0.000   2.442E-15  -6.031E-18      0.0000 
          17     0.15000      VENTOY   LinStatic                   0.000      -0.018  -7.314E-04      0.0000 
          17     3.38333      VENTOY   LinStatic                   0.000      -0.018  -7.314E-04      0.0000 
          17     6.61667      VENTOY   LinStatic                   0.000      -0.018  -7.314E-04      0.0000 
          17     9.85000      VENTOY   LinStatic                   0.000      -0.018  -7.314E-04      0.0000 
          17     0.15000      SISMAX LinRespSpec         Max       0.000   1.361E-09   6.502E-08      0.0000 
          17     3.38333      SISMAX LinRespSpec         Max       0.000   1.361E-09   6.502E-08      0.0000 
          17     6.61667      SISMAX LinRespSpec         Max       0.000   1.361E-09   6.502E-08      0.0000 
          17     9.85000      SISMAX LinRespSpec         Max       0.000   1.361E-09   6.502E-08      0.0000 
          17     0.15000      SISMAY LinRespSpec         Max       0.000       0.057   2.921E-03      0.0000 
          17     3.38333      SISMAY LinRespSpec         Max       0.000       0.057   2.921E-03      0.0000 
          17     6.61667      SISMAY LinRespSpec         Max       0.000       0.057   2.921E-03      0.0000 
          17     9.85000      SISMAY LinRespSpec         Max       0.000       0.057   2.921E-03      0.0000 
          17     0.15000        TERM   LinStatic                   0.000  -1.333E-15  -2.626E-17      0.0000 
          17     3.38333        TERM   LinStatic                   0.000  -1.333E-15  -2.626E-17      0.0000 
          17     6.61667        TERM   LinStatic                   0.000  -1.333E-15  -2.626E-17      0.0000 
          17     9.85000        TERM   LinStatic                   0.000  -1.333E-15  -2.626E-17      0.0000 
          17     0.15000       COMB1 Combination         Max       0.000     -21.825  -7.531E-17      0.0000 
          17     3.38333       COMB1 Combination         Max       0.000      -7.275  -7.531E-17      0.0000 
          17     6.61667       COMB1 Combination         Max       0.000       7.275  -7.531E-17      0.0000 
          17     9.85000       COMB1 Combination         Max       0.000      21.825  -7.531E-17      0.0000 
          17     0.15000       COMB1 Combination         Min       0.000     -21.825  -7.531E-17      0.0000 
          17     3.38333       COMB1 Combination         Min       0.000      -7.275  -7.531E-17      0.0000 
          17     6.61667       COMB1 Combination         Min       0.000       7.275  -7.531E-17      0.0000 
          17     9.85000       COMB1 Combination         Min       0.000      21.825  -7.531E-17      0.0000 
          17     0.15000       COMB2 Combination         Max       0.000     -21.825  -7.941E-17      0.0000 
          17     3.38333       COMB2 Combination         Max       0.000      -7.275  -7.941E-17      0.0000 
          17     6.61667       COMB2 Combination         Max       0.000       7.275  -7.941E-17      0.0000 
          17     9.85000       COMB2 Combination         Max       0.000      21.825  -7.941E-17      0.0000 
          17     0.15000       COMB2 Combination         Min       0.000     -21.825  -7.941E-17      0.0000 
          17     3.38333       COMB2 Combination         Min       0.000      -7.275  -7.941E-17      0.0000 
          17     6.61667       COMB2 Combination         Min       0.000       7.275  -7.941E-17      0.0000 
          17     9.85000       COMB2 Combination         Min       0.000      21.825  -7.941E-17      0.0000 
          17     0.15000       COMB3 Combination         Max       0.000     -21.825  -8.134E-17      0.0000 
          17     3.38333       COMB3 Combination         Max       0.000      -7.275  -8.134E-17      0.0000 
          17     6.61667       COMB3 Combination         Max       0.000       7.275  -8.134E-17      0.0000 
          17     9.85000       COMB3 Combination         Max       0.000      21.825  -8.134E-17      0.0000 
          17     0.15000       COMB3 Combination         Min       0.000     -21.825  -8.134E-17      0.0000 
          17     3.38333       COMB3 Combination         Min       0.000      -7.275  -8.134E-17      0.0000 
          17     6.61667       COMB3 Combination         Min       0.000       7.275  -8.134E-17      0.0000 
          17     9.85000       COMB3 Combination         Min       0.000      21.825  -8.134E-17      0.0000 
          17     0.15000       COMB4 Combination         Max       0.000     -21.843  -7.314E-04      0.0000 
          17     3.38333       COMB4 Combination         Max       0.000      -7.293  -7.314E-04      0.0000 
          17     6.61667       COMB4 Combination         Max       0.000       7.257  -7.314E-04      0.0000 
          17     9.85000       COMB4 Combination         Max       0.000      21.807  -7.314E-04      0.0000 
          17     0.15000       COMB4 Combination         Min       0.000     -21.843  -7.314E-04      0.0000 
          17     3.38333       COMB4 Combination         Min       0.000      -7.293  -7.314E-04      0.0000 
          17     6.61667       COMB4 Combination         Min       0.000       7.257  -7.314E-04      0.0000 
          17     9.85000       COMB4 Combination         Min       0.000      21.807  -7.314E-04      0.0000 
          17     0.15000       COMB5 Combination         Max       0.000     -21.825  -8.544E-17      0.0000 
          17     3.38333       COMB5 Combination         Max       0.000      -7.275  -8.544E-17      0.0000 
          17     6.61667       COMB5 Combination         Max       0.000       7.275  -8.544E-17      0.0000 
          17     9.85000       COMB5 Combination         Max       0.000      21.825  -8.544E-17      0.0000 
          17     0.15000       COMB5 Combination         Min       0.000     -21.825  -8.544E-17      0.0000 
          17     3.38333       COMB5 Combination         Min       0.000      -7.275  -8.544E-17      0.0000 
          17     6.61667       COMB5 Combination         Min       0.000       7.275  -8.544E-17      0.0000 
          17     9.85000       COMB5 Combination         Min       0.000      21.825  -8.544E-17      0.0000 
          17     0.15000       COMB6 Combination         Max       0.000     -21.843  -7.314E-04      0.0000 
          17     3.38333       COMB6 Combination         Max       0.000      -7.293  -7.314E-04      0.0000 
          17     6.61667       COMB6 Combination         Max       0.000       7.257  -7.314E-04      0.0000 
          17     9.85000       COMB6 Combination         Max       0.000      21.807  -7.314E-04      0.0000 
          17     0.15000       COMB6 Combination         Min       0.000     -21.843  -7.314E-04      0.0000 
          17     3.38333       COMB6 Combination         Min       0.000      -7.293  -7.314E-04      0.0000 
          17     6.61667       COMB6 Combination         Min       0.000       7.257  -7.314E-04      0.0000 
          17     9.85000       COMB6 Combination         Min       0.000      21.807  -7.314E-04      0.0000 
          17     0.15000       COMB7 Combination         Max       0.000     -21.825  -2.280E-17      0.0000 
          17     3.38333       COMB7 Combination         Max       0.000      -7.275  -2.280E-17      0.0000 
          17     6.61667       COMB7 Combination         Max       0.000       7.275  -2.280E-17      0.0000 
          17     9.85000       COMB7 Combination         Max       0.000      21.825  -2.280E-17      0.0000 
          17     0.15000       COMB7 Combination         Min       0.000     -21.825  -2.280E-17      0.0000 
          17     3.38333       COMB7 Combination         Min       0.000      -7.275  -2.280E-17      0.0000 
          17     6.61667       COMB7 Combination         Min       0.000       7.275  -2.280E-17      0.0000 
          17     9.85000       COMB7 Combination         Min       0.000      21.825  -2.280E-17      0.0000 
          17     0.15000       COMB8 Combination         Max       0.000     -21.825  -2.689E-17      0.0000 
          17     3.38333       COMB8 Combination         Max       0.000      -7.275  -2.689E-17      0.0000 
          17     6.61667       COMB8 Combination         Max       0.000       7.275  -2.689E-17      0.0000 
          17     9.85000       COMB8 Combination         Max       0.000      21.825  -2.689E-17      0.0000 
          17     0.15000       COMB8 Combination         Min       0.000     -21.825  -2.689E-17      0.0000 
          17     3.38333       COMB8 Combination         Min       0.000      -7.275  -2.689E-17      0.0000 
          17     6.61667       COMB8 Combination         Min       0.000       7.275  -2.689E-17      0.0000 
          17     9.85000       COMB8 Combination         Min       0.000      21.825  -2.689E-17      0.0000 
          17     0.15000       COMB9 Combination         Max       0.000     -21.825  -2.883E-17      0.0000 
          17     3.38333       COMB9 Combination         Max       0.000      -7.275  -2.883E-17      0.0000 
          17     6.61667       COMB9 Combination         Max       0.000       7.275  -2.883E-17      0.0000 
          17     9.85000       COMB9 Combination         Max       0.000      21.825  -2.883E-17      0.0000 
          17     0.15000       COMB9 Combination         Min       0.000     -21.825  -2.883E-17      0.0000 
          17     3.38333       COMB9 Combination         Min       0.000      -7.275  -2.883E-17      0.0000 
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          17     6.61667       COMB9 Combination         Min       0.000       7.275  -2.883E-17      0.0000 
          17     9.85000       COMB9 Combination         Min       0.000      21.825  -2.883E-17      0.0000 
          17     0.15000      COMB10 Combination         Max       0.000     -21.843  -7.314E-04      0.0000 
          17     3.38333      COMB10 Combination         Max       0.000      -7.293  -7.314E-04      0.0000 
          17     6.61667      COMB10 Combination         Max       0.000       7.257  -7.314E-04      0.0000 
          17     9.85000      COMB10 Combination         Max       0.000      21.807  -7.314E-04      0.0000 
          17     0.15000      COMB10 Combination         Min       0.000     -21.843  -7.314E-04      0.0000 
          17     3.38333      COMB10 Combination         Min       0.000      -7.293  -7.314E-04      0.0000 
          17     6.61667      COMB10 Combination         Min       0.000       7.257  -7.314E-04      0.0000 
          17     9.85000      COMB10 Combination         Min       0.000      21.807  -7.314E-04      0.0000 
          17     0.15000      COMB11 Combination         Max       0.000     -21.825  -3.292E-17      0.0000 
          17     3.38333      COMB11 Combination         Max       0.000      -7.275  -3.292E-17      0.0000 
          17     6.61667      COMB11 Combination         Max       0.000       7.275  -3.292E-17      0.0000 
          17     9.85000      COMB11 Combination         Max       0.000      21.825  -3.292E-17      0.0000 
          17     0.15000      COMB11 Combination         Min       0.000     -21.825  -3.292E-17      0.0000 
          17     3.38333      COMB11 Combination         Min       0.000      -7.275  -3.292E-17      0.0000 
          17     6.61667      COMB11 Combination         Min       0.000       7.275  -3.292E-17      0.0000 
          17     9.85000      COMB11 Combination         Min       0.000      21.825  -3.292E-17      0.0000 
          17     0.15000      COMB12 Combination         Max       0.000     -21.843  -7.314E-04      0.0000 
          17     3.38333      COMB12 Combination         Max       0.000      -7.293  -7.314E-04      0.0000 
          17     6.61667      COMB12 Combination         Max       0.000       7.257  -7.314E-04      0.0000 
          17     9.85000      COMB12 Combination         Max       0.000      21.807  -7.314E-04      0.0000 
          17     0.15000      COMB12 Combination         Min       0.000     -21.843  -7.314E-04      0.0000 
          17     3.38333      COMB12 Combination         Min       0.000      -7.293  -7.314E-04      0.0000 
          17     6.61667      COMB12 Combination         Min       0.000       7.257  -7.314E-04      0.0000 
          17     9.85000      COMB12 Combination         Min       0.000      21.807  -7.314E-04      0.0000 
          17     0.15000      COMB13 Combination         Max       0.000     -21.825   6.502E-08      0.0000 
          17     3.38333      COMB13 Combination         Max       0.000      -7.275   6.502E-08      0.0000 
          17     6.61667      COMB13 Combination         Max       0.000       7.275   6.502E-08      0.0000 
          17     9.85000      COMB13 Combination         Max       0.000      21.825   6.502E-08      0.0000 
          17     0.15000      COMB13 Combination         Min       0.000     -21.825  -6.502E-08      0.0000 
          17     3.38333      COMB13 Combination         Min       0.000      -7.275  -6.502E-08      0.0000 
          17     6.61667      COMB13 Combination         Min       0.000       7.275  -6.502E-08      0.0000 
          17     9.85000      COMB13 Combination         Min       0.000      21.825  -6.502E-08      0.0000 
          17     0.15000      COMB14 Combination         Max       0.000     -21.768   2.921E-03      0.0000 
          17     3.38333      COMB14 Combination         Max       0.000      -7.218   2.921E-03      0.0000 
          17     6.61667      COMB14 Combination         Max       0.000       7.332   2.921E-03      0.0000 
          17     9.85000      COMB14 Combination         Max       0.000      21.882   2.921E-03      0.0000 
          17     0.15000      COMB14 Combination         Min       0.000     -21.882  -2.921E-03      0.0000 
          17     3.38333      COMB14 Combination         Min       0.000      -7.332  -2.921E-03      0.0000 
          17     6.61667      COMB14 Combination         Min       0.000       7.218  -2.921E-03      0.0000 
          17     9.85000      COMB14 Combination         Min       0.000      21.768  -2.921E-03      0.0000 
          17     0.15000         INV Combination         Max       0.000     -21.768   2.921E-03      0.0000 
          17     3.38333         INV Combination         Max       0.000      -7.218   2.921E-03      0.0000 
          17     6.61667         INV Combination         Max       0.000       7.332   2.921E-03      0.0000 
          17     9.85000         INV Combination         Max       0.000      21.882   2.921E-03      0.0000 
          17     0.15000         INV Combination         Min       0.000     -21.882  -2.921E-03      0.0000 
          17     3.38333         INV Combination         Min       0.000      -7.332  -2.921E-03      0.0000 
          17     6.61667         INV Combination         Min       0.000       7.218  -2.921E-03      0.0000 
          17     9.85000         INV Combination         Min       0.000      21.768  -2.921E-03      0.0000 
          18     0.15000          PP   LinStatic                   0.000     -21.825  -2.679E-17      0.0000 
          18     3.38333          PP   LinStatic                   0.000      -7.275  -2.679E-17      0.0000 
          18     6.61667          PP   LinStatic                   0.000       7.275  -2.679E-17      0.0000 
          18     9.85000          PP   LinStatic                   0.000      21.825  -2.679E-17      0.0000 
          18     0.15000        PERM   LinStatic                   0.000  -2.487E-14  -8.308E-18      0.0000 
          18     3.38333        PERM   LinStatic                   0.000  -2.487E-14  -8.308E-18      0.0000 
          18     6.61667        PERM   LinStatic                   0.000  -2.487E-14  -8.308E-18      0.0000 
          18     9.85000        PERM   LinStatic                   0.000  -2.487E-14  -8.308E-18      0.0000 
          18     0.15000        NEVE   LinStatic                   0.000  -1.044E-14  -3.368E-18      0.0000 
          18     3.38333        NEVE   LinStatic                   0.000  -1.044E-14  -3.368E-18      0.0000 
          18     6.61667        NEVE   LinStatic                   0.000  -1.044E-14  -3.368E-18      0.0000 
          18     9.85000        NEVE   LinStatic                   0.000  -1.044E-14  -3.368E-18      0.0000 
          18     0.15000      VENTOX   LinStatic                   0.000   2.623E-15  -1.772E-17      0.0000 
          18     3.38333      VENTOX   LinStatic                   0.000   2.623E-15  -1.772E-17      0.0000 
          18     6.61667      VENTOX   LinStatic                   0.000   2.623E-15  -1.772E-17      0.0000 
          18     9.85000      VENTOX   LinStatic                   0.000   2.623E-15  -1.772E-17      0.0000 
          18     0.15000      VENTOY   LinStatic                   0.000      -0.014  -1.043E-03      0.0000 
          18     3.38333      VENTOY   LinStatic                   0.000      -0.014  -1.043E-03      0.0000 
          18     6.61667      VENTOY   LinStatic                   0.000      -0.014  -1.043E-03      0.0000 
          18     9.85000      VENTOY   LinStatic                   0.000      -0.014  -1.043E-03      0.0000 
          18     0.15000      SISMAX LinRespSpec         Max       0.000   1.229E-09   3.310E-08      0.0000 
          18     3.38333      SISMAX LinRespSpec         Max       0.000   1.229E-09   3.310E-08      0.0000 
          18     6.61667      SISMAX LinRespSpec         Max       0.000   1.229E-09   3.310E-08      0.0000 
          18     9.85000      SISMAX LinRespSpec         Max       0.000   1.229E-09   3.310E-08      0.0000 
          18     0.15000      SISMAY LinRespSpec         Max       0.000       0.045   3.083E-03      0.0000 
          18     3.38333      SISMAY LinRespSpec         Max       0.000       0.045   3.083E-03      0.0000 
          18     6.61667      SISMAY LinRespSpec         Max       0.000       0.045   3.083E-03      0.0000 
          18     9.85000      SISMAY LinRespSpec         Max       0.000       0.045   3.083E-03      0.0000 
          18     0.15000        TERM   LinStatic                   0.000  -1.207E-15  -4.448E-17      0.0000 
          18     3.38333        TERM   LinStatic                   0.000  -1.207E-15  -4.448E-17      0.0000 
          18     6.61667        TERM   LinStatic                   0.000  -1.207E-15  -4.448E-17      0.0000 
          18     9.85000        TERM   LinStatic                   0.000  -1.207E-15  -4.448E-17      0.0000 
          18     0.15000       COMB1 Combination         Max       0.000     -21.825  -7.957E-17      0.0000 
          18     3.38333       COMB1 Combination         Max       0.000      -7.275  -7.957E-17      0.0000 
          18     6.61667       COMB1 Combination         Max       0.000       7.275  -7.957E-17      0.0000 
          18     9.85000       COMB1 Combination         Max       0.000      21.825  -7.957E-17      0.0000 
          18     0.15000       COMB1 Combination         Min       0.000     -21.825  -7.957E-17      0.0000 
          18     3.38333       COMB1 Combination         Min       0.000      -7.275  -7.957E-17      0.0000 
          18     6.61667       COMB1 Combination         Min       0.000       7.275  -7.957E-17      0.0000 
          18     9.85000       COMB1 Combination         Min       0.000      21.825  -7.957E-17      0.0000 
          18     0.15000       COMB2 Combination         Max       0.000     -21.825  -8.294E-17      0.0000 
          18     3.38333       COMB2 Combination         Max       0.000      -7.275  -8.294E-17      0.0000 
          18     6.61667       COMB2 Combination         Max       0.000       7.275  -8.294E-17      0.0000 
          18     9.85000       COMB2 Combination         Max       0.000      21.825  -8.294E-17      0.0000 
          18     0.15000       COMB2 Combination         Min       0.000     -21.825  -8.294E-17      0.0000 
          18     3.38333       COMB2 Combination         Min       0.000      -7.275  -8.294E-17      0.0000 
          18     6.61667       COMB2 Combination         Min       0.000       7.275  -8.294E-17      0.0000 
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          18     9.85000       COMB2 Combination         Min       0.000      21.825  -8.294E-17      0.0000 
          18     0.15000       COMB3 Combination         Max       0.000     -21.825  -9.729E-17      0.0000 
          18     3.38333       COMB3 Combination         Max       0.000      -7.275  -9.729E-17      0.0000 
          18     6.61667       COMB3 Combination         Max       0.000       7.275  -9.729E-17      0.0000 
          18     9.85000       COMB3 Combination         Max       0.000      21.825  -9.729E-17      0.0000 
          18     0.15000       COMB3 Combination         Min       0.000     -21.825  -9.729E-17      0.0000 
          18     3.38333       COMB3 Combination         Min       0.000      -7.275  -9.729E-17      0.0000 
          18     6.61667       COMB3 Combination         Min       0.000       7.275  -9.729E-17      0.0000 
          18     9.85000       COMB3 Combination         Min       0.000      21.825  -9.729E-17      0.0000 
          18     0.15000       COMB4 Combination         Max       0.000     -21.839  -1.043E-03      0.0000 
          18     3.38333       COMB4 Combination         Max       0.000      -7.289  -1.043E-03      0.0000 
          18     6.61667       COMB4 Combination         Max       0.000       7.261  -1.043E-03      0.0000 
          18     9.85000       COMB4 Combination         Max       0.000      21.811  -1.043E-03      0.0000 
          18     0.15000       COMB4 Combination         Min       0.000     -21.839  -1.043E-03      0.0000 
          18     3.38333       COMB4 Combination         Min       0.000      -7.289  -1.043E-03      0.0000 
          18     6.61667       COMB4 Combination         Min       0.000       7.261  -1.043E-03      0.0000 
          18     9.85000       COMB4 Combination         Min       0.000      21.811  -1.043E-03      0.0000 
          18     0.15000       COMB5 Combination         Max       0.000     -21.825  -1.007E-16      0.0000 
          18     3.38333       COMB5 Combination         Max       0.000      -7.275  -1.007E-16      0.0000 
          18     6.61667       COMB5 Combination         Max       0.000       7.275  -1.007E-16      0.0000 
          18     9.85000       COMB5 Combination         Max       0.000      21.825  -1.007E-16      0.0000 
          18     0.15000       COMB5 Combination         Min       0.000     -21.825  -1.007E-16      0.0000 
          18     3.38333       COMB5 Combination         Min       0.000      -7.275  -1.007E-16      0.0000 
          18     6.61667       COMB5 Combination         Min       0.000       7.275  -1.007E-16      0.0000 
          18     9.85000       COMB5 Combination         Min       0.000      21.825  -1.007E-16      0.0000 
          18     0.15000       COMB6 Combination         Max       0.000     -21.839  -1.043E-03      0.0000 
          18     3.38333       COMB6 Combination         Max       0.000      -7.289  -1.043E-03      0.0000 
          18     6.61667       COMB6 Combination         Max       0.000       7.261  -1.043E-03      0.0000 
          18     9.85000       COMB6 Combination         Max       0.000      21.811  -1.043E-03      0.0000 
          18     0.15000       COMB6 Combination         Min       0.000     -21.839  -1.043E-03      0.0000 
          18     3.38333       COMB6 Combination         Min       0.000      -7.289  -1.043E-03      0.0000 
          18     6.61667       COMB6 Combination         Min       0.000       7.261  -1.043E-03      0.0000 
          18     9.85000       COMB6 Combination         Min       0.000      21.811  -1.043E-03      0.0000 
          18     0.15000       COMB7 Combination         Max       0.000     -21.825   9.386E-18      0.0000 
          18     3.38333       COMB7 Combination         Max       0.000      -7.275   9.386E-18      0.0000 
          18     6.61667       COMB7 Combination         Max       0.000       7.275   9.386E-18      0.0000 
          18     9.85000       COMB7 Combination         Max       0.000      21.825   9.386E-18      0.0000 
          18     0.15000       COMB7 Combination         Min       0.000     -21.825   9.386E-18      0.0000 
          18     3.38333       COMB7 Combination         Min       0.000      -7.275   9.386E-18      0.0000 
          18     6.61667       COMB7 Combination         Min       0.000       7.275   9.386E-18      0.0000 
          18     9.85000       COMB7 Combination         Min       0.000      21.825   9.386E-18      0.0000 
          18     0.15000       COMB8 Combination         Max       0.000     -21.825   6.018E-18      0.0000 
          18     3.38333       COMB8 Combination         Max       0.000      -7.275   6.018E-18      0.0000 
          18     6.61667       COMB8 Combination         Max       0.000       7.275   6.018E-18      0.0000 
          18     9.85000       COMB8 Combination         Max       0.000      21.825   6.018E-18      0.0000 
          18     0.15000       COMB8 Combination         Min       0.000     -21.825   6.018E-18      0.0000 
          18     3.38333       COMB8 Combination         Min       0.000      -7.275   6.018E-18      0.0000 
          18     6.61667       COMB8 Combination         Min       0.000       7.275   6.018E-18      0.0000 
          18     9.85000       COMB8 Combination         Min       0.000      21.825   6.018E-18      0.0000 
          18     0.15000       COMB9 Combination         Max       0.000     -21.825  -8.332E-18      0.0000 
          18     3.38333       COMB9 Combination         Max       0.000      -7.275  -8.332E-18      0.0000 
          18     6.61667       COMB9 Combination         Max       0.000       7.275  -8.332E-18      0.0000 
          18     9.85000       COMB9 Combination         Max       0.000      21.825  -8.332E-18      0.0000 
          18     0.15000       COMB9 Combination         Min       0.000     -21.825  -8.332E-18      0.0000 
          18     3.38333       COMB9 Combination         Min       0.000      -7.275  -8.332E-18      0.0000 
          18     6.61667       COMB9 Combination         Min       0.000       7.275  -8.332E-18      0.0000 
          18     9.85000       COMB9 Combination         Min       0.000      21.825  -8.332E-18      0.0000 
          18     0.15000      COMB10 Combination         Max       0.000     -21.839  -1.043E-03      0.0000 
          18     3.38333      COMB10 Combination         Max       0.000      -7.289  -1.043E-03      0.0000 
          18     6.61667      COMB10 Combination         Max       0.000       7.261  -1.043E-03      0.0000 
          18     9.85000      COMB10 Combination         Max       0.000      21.811  -1.043E-03      0.0000 
          18     0.15000      COMB10 Combination         Min       0.000     -21.839  -1.043E-03      0.0000 
          18     3.38333      COMB10 Combination         Min       0.000      -7.289  -1.043E-03      0.0000 
          18     6.61667      COMB10 Combination         Min       0.000       7.261  -1.043E-03      0.0000 
          18     9.85000      COMB10 Combination         Min       0.000      21.811  -1.043E-03      0.0000 
          18     0.15000      COMB11 Combination         Max       0.000     -21.825  -1.170E-17      0.0000 
          18     3.38333      COMB11 Combination         Max       0.000      -7.275  -1.170E-17      0.0000 
          18     6.61667      COMB11 Combination         Max       0.000       7.275  -1.170E-17      0.0000 
          18     9.85000      COMB11 Combination         Max       0.000      21.825  -1.170E-17      0.0000 
          18     0.15000      COMB11 Combination         Min       0.000     -21.825  -1.170E-17      0.0000 
          18     3.38333      COMB11 Combination         Min       0.000      -7.275  -1.170E-17      0.0000 
          18     6.61667      COMB11 Combination         Min       0.000       7.275  -1.170E-17      0.0000 
          18     9.85000      COMB11 Combination         Min       0.000      21.825  -1.170E-17      0.0000 
          18     0.15000      COMB12 Combination         Max       0.000     -21.839  -1.043E-03      0.0000 
          18     3.38333      COMB12 Combination         Max       0.000      -7.289  -1.043E-03      0.0000 
          18     6.61667      COMB12 Combination         Max       0.000       7.261  -1.043E-03      0.0000 
          18     9.85000      COMB12 Combination         Max       0.000      21.811  -1.043E-03      0.0000 
          18     0.15000      COMB12 Combination         Min       0.000     -21.839  -1.043E-03      0.0000 
          18     3.38333      COMB12 Combination         Min       0.000      -7.289  -1.043E-03      0.0000 
          18     6.61667      COMB12 Combination         Min       0.000       7.261  -1.043E-03      0.0000 
          18     9.85000      COMB12 Combination         Min       0.000      21.811  -1.043E-03      0.0000 
          18     0.15000      COMB13 Combination         Max       0.000     -21.825   3.310E-08      0.0000 
          18     3.38333      COMB13 Combination         Max       0.000      -7.275   3.310E-08      0.0000 
          18     6.61667      COMB13 Combination         Max       0.000       7.275   3.310E-08      0.0000 
          18     9.85000      COMB13 Combination         Max       0.000      21.825   3.310E-08      0.0000 
          18     0.15000      COMB13 Combination         Min       0.000     -21.825  -3.310E-08      0.0000 
          18     3.38333      COMB13 Combination         Min       0.000      -7.275  -3.310E-08      0.0000 
          18     6.61667      COMB13 Combination         Min       0.000       7.275  -3.310E-08      0.0000 
          18     9.85000      COMB13 Combination         Min       0.000      21.825  -3.310E-08      0.0000 
          18     0.15000      COMB14 Combination         Max       0.000     -21.780   3.083E-03      0.0000 
          18     3.38333      COMB14 Combination         Max       0.000      -7.230   3.083E-03      0.0000 
          18     6.61667      COMB14 Combination         Max       0.000       7.320   3.083E-03      0.0000 
          18     9.85000      COMB14 Combination         Max       0.000      21.870   3.083E-03      0.0000 
          18     0.15000      COMB14 Combination         Min       0.000     -21.870  -3.083E-03      0.0000 
          18     3.38333      COMB14 Combination         Min       0.000      -7.320  -3.083E-03      0.0000 
          18     6.61667      COMB14 Combination         Min       0.000       7.230  -3.083E-03      0.0000 
          18     9.85000      COMB14 Combination         Min       0.000      21.780  -3.083E-03      0.0000 
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          18     0.15000         INV Combination         Max       0.000     -21.780   3.083E-03      0.0000 
          18     3.38333         INV Combination         Max       0.000      -7.230   3.083E-03      0.0000 
          18     6.61667         INV Combination         Max       0.000       7.320   3.083E-03      0.0000 
          18     9.85000         INV Combination         Max       0.000      21.870   3.083E-03      0.0000 
          18     0.15000         INV Combination         Min       0.000     -21.870  -3.083E-03      0.0000 
          18     3.38333         INV Combination         Min       0.000      -7.320  -3.083E-03      0.0000 
          18     6.61667         INV Combination         Min       0.000       7.230  -3.083E-03      0.0000 
          18     9.85000         INV Combination         Min       0.000      21.780  -3.083E-03      0.0000 
          19     0.15000          PP   LinStatic                   0.000     -21.825  -1.087E-17      0.0000 
          19     3.38333          PP   LinStatic                   0.000      -7.275  -1.087E-17      0.0000 
          19     6.61667          PP   LinStatic                   0.000       7.275  -1.087E-17      0.0000 
          19     9.85000          PP   LinStatic                   0.000      21.825  -1.087E-17      0.0000 
          19     0.15000        PERM   LinStatic                   0.000  -2.087E-14  -4.967E-18      0.0000 
          19     3.38333        PERM   LinStatic                   0.000  -2.087E-14  -4.967E-18      0.0000 
          19     6.61667        PERM   LinStatic                   0.000  -2.087E-14  -4.967E-18      0.0000 
          19     9.85000        PERM   LinStatic                   0.000  -2.087E-14  -4.967E-18      0.0000 
          19     0.15000        NEVE   LinStatic                   0.000  -8.715E-15  -2.489E-18      0.0000 
          19     3.38333        NEVE   LinStatic                   0.000  -8.715E-15  -2.489E-18      0.0000 
          19     6.61667        NEVE   LinStatic                   0.000  -8.715E-15  -2.489E-18      0.0000 
          19     9.85000        NEVE   LinStatic                   0.000  -8.715E-15  -2.489E-18      0.0000 
          19     0.15000      VENTOX   LinStatic                   0.000   2.179E-15  -2.633E-17      0.0000 
          19     3.38333      VENTOX   LinStatic                   0.000   2.179E-15  -2.633E-17      0.0000 
          19     6.61667      VENTOX   LinStatic                   0.000   2.179E-15  -2.633E-17      0.0000 
          19     9.85000      VENTOX   LinStatic                   0.000   2.179E-15  -2.633E-17      0.0000 
          19     0.15000      VENTOY   LinStatic                   0.000      -0.010  -8.877E-04      0.0000 
          19     3.38333      VENTOY   LinStatic                   0.000      -0.010  -8.877E-04      0.0000 
          19     6.61667      VENTOY   LinStatic                   0.000      -0.010  -8.877E-04      0.0000 
          19     9.85000      VENTOY   LinStatic                   0.000      -0.010  -8.877E-04      0.0000 
          19     0.15000      SISMAX LinRespSpec         Max       0.000   7.654E-10   3.522E-08      0.0000 
          19     3.38333      SISMAX LinRespSpec         Max       0.000   7.654E-10   3.522E-08      0.0000 
          19     6.61667      SISMAX LinRespSpec         Max       0.000   7.654E-10   3.522E-08      0.0000 
          19     9.85000      SISMAX LinRespSpec         Max       0.000   7.654E-10   3.522E-08      0.0000 
          19     0.15000      SISMAY LinRespSpec         Max       0.000       0.032   3.219E-03      0.0000 
          19     3.38333      SISMAY LinRespSpec         Max       0.000       0.032   3.219E-03      0.0000 
          19     6.61667      SISMAY LinRespSpec         Max       0.000       0.032   3.219E-03      0.0000 
          19     9.85000      SISMAY LinRespSpec         Max       0.000       0.032   3.219E-03      0.0000 
          19     0.15000        TERM   LinStatic                   0.000  -9.974E-16  -6.200E-17      0.0000 
          19     3.38333        TERM   LinStatic                   0.000  -9.974E-16  -6.200E-17      0.0000 
          19     6.61667        TERM   LinStatic                   0.000  -9.974E-16  -6.200E-17      0.0000 
          19     9.85000        TERM   LinStatic                   0.000  -9.974E-16  -6.200E-17      0.0000 
          19     0.15000       COMB1 Combination         Max       0.000     -21.825  -7.784E-17      0.0000 
          19     3.38333       COMB1 Combination         Max       0.000      -7.275  -7.784E-17      0.0000 
          19     6.61667       COMB1 Combination         Max       0.000       7.275  -7.784E-17      0.0000 
          19     9.85000       COMB1 Combination         Max       0.000      21.825  -7.784E-17      0.0000 
          19     0.15000       COMB1 Combination         Min       0.000     -21.825  -7.784E-17      0.0000 
          19     3.38333       COMB1 Combination         Min       0.000      -7.275  -7.784E-17      0.0000 
          19     6.61667       COMB1 Combination         Min       0.000       7.275  -7.784E-17      0.0000 
          19     9.85000       COMB1 Combination         Min       0.000      21.825  -7.784E-17      0.0000 
          19     0.15000       COMB2 Combination         Max       0.000     -21.825  -8.033E-17      0.0000 
          19     3.38333       COMB2 Combination         Max       0.000      -7.275  -8.033E-17      0.0000 
          19     6.61667       COMB2 Combination         Max       0.000       7.275  -8.033E-17      0.0000 
          19     9.85000       COMB2 Combination         Max       0.000      21.825  -8.033E-17      0.0000 
          19     0.15000       COMB2 Combination         Min       0.000     -21.825  -8.033E-17      0.0000 
          19     3.38333       COMB2 Combination         Min       0.000      -7.275  -8.033E-17      0.0000 
          19     6.61667       COMB2 Combination         Min       0.000       7.275  -8.033E-17      0.0000 
          19     9.85000       COMB2 Combination         Min       0.000      21.825  -8.033E-17      0.0000 
          19     0.15000       COMB3 Combination         Max       0.000     -21.825  -1.042E-16      0.0000 
          19     3.38333       COMB3 Combination         Max       0.000      -7.275  -1.042E-16      0.0000 
          19     6.61667       COMB3 Combination         Max       0.000       7.275  -1.042E-16      0.0000 
          19     9.85000       COMB3 Combination         Max       0.000      21.825  -1.042E-16      0.0000 
          19     0.15000       COMB3 Combination         Min       0.000     -21.825  -1.042E-16      0.0000 
          19     3.38333       COMB3 Combination         Min       0.000      -7.275  -1.042E-16      0.0000 
          19     6.61667       COMB3 Combination         Min       0.000       7.275  -1.042E-16      0.0000 
          19     9.85000       COMB3 Combination         Min       0.000      21.825  -1.042E-16      0.0000 
          19     0.15000       COMB4 Combination         Max       0.000     -21.835  -8.877E-04      0.0000 
          19     3.38333       COMB4 Combination         Max       0.000      -7.285  -8.877E-04      0.0000 
          19     6.61667       COMB4 Combination         Max       0.000       7.265  -8.877E-04      0.0000 
          19     9.85000       COMB4 Combination         Max       0.000      21.815  -8.877E-04      0.0000 
          19     0.15000       COMB4 Combination         Min       0.000     -21.835  -8.877E-04      0.0000 
          19     3.38333       COMB4 Combination         Min       0.000      -7.285  -8.877E-04      0.0000 
          19     6.61667       COMB4 Combination         Min       0.000       7.265  -8.877E-04      0.0000 
          19     9.85000       COMB4 Combination         Min       0.000      21.815  -8.877E-04      0.0000 
          19     0.15000       COMB5 Combination         Max       0.000     -21.825  -1.067E-16      0.0000 
          19     3.38333       COMB5 Combination         Max       0.000      -7.275  -1.067E-16      0.0000 
          19     6.61667       COMB5 Combination         Max       0.000       7.275  -1.067E-16      0.0000 
          19     9.85000       COMB5 Combination         Max       0.000      21.825  -1.067E-16      0.0000 
          19     0.15000       COMB5 Combination         Min       0.000     -21.825  -1.067E-16      0.0000 
          19     3.38333       COMB5 Combination         Min       0.000      -7.275  -1.067E-16      0.0000 
          19     6.61667       COMB5 Combination         Min       0.000       7.275  -1.067E-16      0.0000 
          19     9.85000       COMB5 Combination         Min       0.000      21.825  -1.067E-16      0.0000 
          19     0.15000       COMB6 Combination         Max       0.000     -21.835  -8.877E-04      0.0000 
          19     3.38333       COMB6 Combination         Max       0.000      -7.285  -8.877E-04      0.0000 
          19     6.61667       COMB6 Combination         Max       0.000       7.265  -8.877E-04      0.0000 
          19     9.85000       COMB6 Combination         Max       0.000      21.815  -8.877E-04      0.0000 
          19     0.15000       COMB6 Combination         Min       0.000     -21.835  -8.877E-04      0.0000 
          19     3.38333       COMB6 Combination         Min       0.000      -7.285  -8.877E-04      0.0000 
          19     6.61667       COMB6 Combination         Min       0.000       7.265  -8.877E-04      0.0000 
          19     9.85000       COMB6 Combination         Min       0.000      21.815  -8.877E-04      0.0000 
          19     0.15000       COMB7 Combination         Max       0.000     -21.825   4.617E-17      0.0000 
          19     3.38333       COMB7 Combination         Max       0.000      -7.275   4.617E-17      0.0000 
          19     6.61667       COMB7 Combination         Max       0.000       7.275   4.617E-17      0.0000 
          19     9.85000       COMB7 Combination         Max       0.000      21.825   4.617E-17      0.0000 
          19     0.15000       COMB7 Combination         Min       0.000     -21.825   4.617E-17      0.0000 
          19     3.38333       COMB7 Combination         Min       0.000      -7.275   4.617E-17      0.0000 
          19     6.61667       COMB7 Combination         Min       0.000       7.275   4.617E-17      0.0000 
          19     9.85000       COMB7 Combination         Min       0.000      21.825   4.617E-17      0.0000 
          19     0.15000       COMB8 Combination         Max       0.000     -21.825   4.368E-17      0.0000 
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          19     3.38333       COMB8 Combination         Max       0.000      -7.275   4.368E-17      0.0000 
          19     6.61667       COMB8 Combination         Max       0.000       7.275   4.368E-17      0.0000 
          19     9.85000       COMB8 Combination         Max       0.000      21.825   4.368E-17      0.0000 
          19     0.15000       COMB8 Combination         Min       0.000     -21.825   4.368E-17      0.0000 
          19     3.38333       COMB8 Combination         Min       0.000      -7.275   4.368E-17      0.0000 
          19     6.61667       COMB8 Combination         Min       0.000       7.275   4.368E-17      0.0000 
          19     9.85000       COMB8 Combination         Min       0.000      21.825   4.368E-17      0.0000 
          19     0.15000       COMB9 Combination         Max       0.000     -21.825   1.984E-17      0.0000 
          19     3.38333       COMB9 Combination         Max       0.000      -7.275   1.984E-17      0.0000 
          19     6.61667       COMB9 Combination         Max       0.000       7.275   1.984E-17      0.0000 
          19     9.85000       COMB9 Combination         Max       0.000      21.825   1.984E-17      0.0000 
          19     0.15000       COMB9 Combination         Min       0.000     -21.825   1.984E-17      0.0000 
          19     3.38333       COMB9 Combination         Min       0.000      -7.275   1.984E-17      0.0000 
          19     6.61667       COMB9 Combination         Min       0.000       7.275   1.984E-17      0.0000 
          19     9.85000       COMB9 Combination         Min       0.000      21.825   1.984E-17      0.0000 
          19     0.15000      COMB10 Combination         Max       0.000     -21.835  -8.877E-04      0.0000 
          19     3.38333      COMB10 Combination         Max       0.000      -7.285  -8.877E-04      0.0000 
          19     6.61667      COMB10 Combination         Max       0.000       7.265  -8.877E-04      0.0000 
          19     9.85000      COMB10 Combination         Max       0.000      21.815  -8.877E-04      0.0000 
          19     0.15000      COMB10 Combination         Min       0.000     -21.835  -8.877E-04      0.0000 
          19     3.38333      COMB10 Combination         Min       0.000      -7.285  -8.877E-04      0.0000 
          19     6.61667      COMB10 Combination         Min       0.000       7.265  -8.877E-04      0.0000 
          19     9.85000      COMB10 Combination         Min       0.000      21.815  -8.877E-04      0.0000 
          19     0.15000      COMB11 Combination         Max       0.000     -21.825   1.735E-17      0.0000 
          19     3.38333      COMB11 Combination         Max       0.000      -7.275   1.735E-17      0.0000 
          19     6.61667      COMB11 Combination         Max       0.000       7.275   1.735E-17      0.0000 
          19     9.85000      COMB11 Combination         Max       0.000      21.825   1.735E-17      0.0000 
          19     0.15000      COMB11 Combination         Min       0.000     -21.825   1.735E-17      0.0000 
          19     3.38333      COMB11 Combination         Min       0.000      -7.275   1.735E-17      0.0000 
          19     6.61667      COMB11 Combination         Min       0.000       7.275   1.735E-17      0.0000 
          19     9.85000      COMB11 Combination         Min       0.000      21.825   1.735E-17      0.0000 
          19     0.15000      COMB12 Combination         Max       0.000     -21.835  -8.877E-04      0.0000 
          19     3.38333      COMB12 Combination         Max       0.000      -7.285  -8.877E-04      0.0000 
          19     6.61667      COMB12 Combination         Max       0.000       7.265  -8.877E-04      0.0000 
          19     9.85000      COMB12 Combination         Max       0.000      21.815  -8.877E-04      0.0000 
          19     0.15000      COMB12 Combination         Min       0.000     -21.835  -8.877E-04      0.0000 
          19     3.38333      COMB12 Combination         Min       0.000      -7.285  -8.877E-04      0.0000 
          19     6.61667      COMB12 Combination         Min       0.000       7.265  -8.877E-04      0.0000 
          19     9.85000      COMB12 Combination         Min       0.000      21.815  -8.877E-04      0.0000 
          19     0.15000      COMB13 Combination         Max       0.000     -21.825   3.522E-08      0.0000 
          19     3.38333      COMB13 Combination         Max       0.000      -7.275   3.522E-08      0.0000 
          19     6.61667      COMB13 Combination         Max       0.000       7.275   3.522E-08      0.0000 
          19     9.85000      COMB13 Combination         Max       0.000      21.825   3.522E-08      0.0000 
          19     0.15000      COMB13 Combination         Min       0.000     -21.825  -3.522E-08      0.0000 
          19     3.38333      COMB13 Combination         Min       0.000      -7.275  -3.522E-08      0.0000 
          19     6.61667      COMB13 Combination         Min       0.000       7.275  -3.522E-08      0.0000 
          19     9.85000      COMB13 Combination         Min       0.000      21.825  -3.522E-08      0.0000 
          19     0.15000      COMB14 Combination         Max       0.000     -21.793   3.219E-03      0.0000 
          19     3.38333      COMB14 Combination         Max       0.000      -7.243   3.219E-03      0.0000 
          19     6.61667      COMB14 Combination         Max       0.000       7.307   3.219E-03      0.0000 
          19     9.85000      COMB14 Combination         Max       0.000      21.857   3.219E-03      0.0000 
          19     0.15000      COMB14 Combination         Min       0.000     -21.857  -3.219E-03      0.0000 
          19     3.38333      COMB14 Combination         Min       0.000      -7.307  -3.219E-03      0.0000 
          19     6.61667      COMB14 Combination         Min       0.000       7.243  -3.219E-03      0.0000 
          19     9.85000      COMB14 Combination         Min       0.000      21.793  -3.219E-03      0.0000 
          19     0.15000         INV Combination         Max       0.000     -21.793   3.219E-03      0.0000 
          19     3.38333         INV Combination         Max       0.000      -7.243   3.219E-03      0.0000 
          19     6.61667         INV Combination         Max       0.000       7.307   3.219E-03      0.0000 
          19     9.85000         INV Combination         Max       0.000      21.857   3.219E-03      0.0000 
          19     0.15000         INV Combination         Min       0.000     -21.857  -3.219E-03      0.0000 
          19     3.38333         INV Combination         Min       0.000      -7.307  -3.219E-03      0.0000 
          19     6.61667         INV Combination         Min       0.000       7.243  -3.219E-03      0.0000 
          19     9.85000         INV Combination         Min       0.000      21.793  -3.219E-03      0.0000 
          20     0.15000          PP   LinStatic                   0.000      23.560  -1.899E-05      0.0000 
          20     0.50000          PP   LinStatic                   0.000      29.186  -1.899E-05      0.0000 
          20     0.50000          PP   LinStatic                   0.000       5.350  -1.899E-05      0.0000 
          20     1.00000          PP   LinStatic                   0.000      13.388  -1.899E-05      0.0000 
          20     1.00000          PP   LinStatic                   0.000     -10.446  -1.899E-05      0.0000 
          20     1.25000          PP   LinStatic                   0.000      -6.427  -1.899E-05      0.0000 
          20     1.50000          PP   LinStatic                   0.000      -2.409  -1.899E-05      0.0000 
          20     1.50000          PP   LinStatic                   0.000     -26.247  -1.899E-05      0.0000 
          20     2.00000          PP   LinStatic                   0.000     -18.210  -1.899E-05      0.0000 
          20     2.00000          PP   LinStatic                   0.000     -42.059  -1.899E-05      0.0000 
          20     2.35000          PP   LinStatic                   0.000     -36.432  -1.899E-05      0.0000 
          20     0.15000        PERM   LinStatic                   0.000       2.270  -3.222E-05      0.0000 
          20     0.50000        PERM   LinStatic                   0.000       4.020  -3.222E-05      0.0000 
          20     0.50000        PERM   LinStatic                   0.000      -2.182  -3.222E-05      0.0000 
          20     1.00000        PERM   LinStatic                   0.000       0.318  -3.222E-05      0.0000 
          20     1.00000        PERM   LinStatic                   0.000      -5.886  -3.222E-05      0.0000 
          20     1.25000        PERM   LinStatic                   0.000      -4.636  -3.222E-05      0.0000 
          20     1.50000        PERM   LinStatic                   0.000      -3.386  -3.222E-05      0.0000 
          20     1.50000        PERM   LinStatic                   0.000      -9.593  -3.222E-05      0.0000 
          20     2.00000        PERM   LinStatic                   0.000      -7.093  -3.222E-05      0.0000 
          20     2.00000        PERM   LinStatic                   0.000     -13.304  -3.222E-05      0.0000 
          20     2.35000        PERM   LinStatic                   0.000     -11.554  -3.222E-05      0.0000 
          20     0.15000        NEVE   LinStatic                   0.000       1.895  -2.204E-05      0.0000 
          20     0.50000        NEVE   LinStatic                   0.000       1.895  -2.204E-05      0.0000 
          20     0.50000        NEVE   LinStatic                   0.000      -0.638  -2.204E-05      0.0000 
          20     1.00000        NEVE   LinStatic                   0.000      -0.638  -2.204E-05      0.0000 
          20     1.00000        NEVE   LinStatic                   0.000      -3.172  -2.204E-05      0.0000 
          20     1.25000        NEVE   LinStatic                   0.000      -3.172  -2.204E-05      0.0000 
          20     1.50000        NEVE   LinStatic                   0.000      -3.172  -2.204E-05      0.0000 
          20     1.50000        NEVE   LinStatic                   0.000      -5.708  -2.204E-05      0.0000 
          20     2.00000        NEVE   LinStatic                   0.000      -5.708  -2.204E-05      0.0000 
          20     2.00000        NEVE   LinStatic                   0.000      -8.248  -2.204E-05      0.0000 
          20     2.35000        NEVE   LinStatic                   0.000      -8.248  -2.204E-05      0.0000 
          20     0.15000      VENTOX   LinStatic                   0.000      -0.472  -2.303E-04      0.0000 
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          20     0.50000      VENTOX   LinStatic                   0.000      -0.472  -2.303E-04      0.0000 
          20     0.50000      VENTOX   LinStatic                   0.000       0.153  -2.303E-04      0.0000 
          20     1.00000      VENTOX   LinStatic                   0.000       0.153  -2.303E-04      0.0000 
          20     1.00000      VENTOX   LinStatic                   0.000       0.778  -2.303E-04      0.0000 
          20     1.25000      VENTOX   LinStatic                   0.000       0.778  -2.303E-04      0.0000 
          20     1.50000      VENTOX   LinStatic                   0.000       0.778  -2.303E-04      0.0000 
          20     1.50000      VENTOX   LinStatic                   0.000       1.404  -2.303E-04      0.0000 
          20     2.00000      VENTOX   LinStatic                   0.000       1.404  -2.303E-04      0.0000 
          20     2.00000      VENTOX   LinStatic                   0.000       2.030  -2.303E-04      0.0000 
          20     2.35000      VENTOX   LinStatic                   0.000       2.030  -2.303E-04      0.0000 
          20     0.15000      VENTOY   LinStatic                   0.000      -5.900  -5.355E-03      0.0000 
          20     0.50000      VENTOY   LinStatic                   0.000      -5.900  -5.355E-03      0.0000 
          20     0.50000      VENTOY   LinStatic                   0.000      -5.278  -5.355E-03      0.0000 
          20     1.00000      VENTOY   LinStatic                   0.000      -5.278  -5.355E-03      0.0000 
          20     1.00000      VENTOY   LinStatic                   0.000      -4.659  -5.355E-03      0.0000 
          20     1.25000      VENTOY   LinStatic                   0.000      -4.659  -5.355E-03      0.0000 
          20     1.50000      VENTOY   LinStatic                   0.000      -4.659  -5.355E-03      0.0000 
          20     1.50000      VENTOY   LinStatic                   0.000      -4.044  -5.355E-03      0.0000 
          20     2.00000      VENTOY   LinStatic                   0.000      -4.044  -5.355E-03      0.0000 
          20     2.00000      VENTOY   LinStatic                   0.000      -3.431  -5.355E-03      0.0000 
          20     2.35000      VENTOY   LinStatic                   0.000      -3.431  -5.355E-03      0.0000 
          20     0.15000      SISMAX LinRespSpec         Max       0.047       0.158       0.890      0.0000 
          20     0.50000      SISMAX LinRespSpec         Max       0.047       0.158       0.890      0.0000 
          20     0.50000      SISMAX LinRespSpec         Max       0.029       0.214       0.632      0.0000 
          20     1.00000      SISMAX LinRespSpec         Max       0.029       0.214       0.632      0.0000 
          20     1.00000      SISMAX LinRespSpec         Max   1.268E-06       0.269       0.092      0.0000 
          20     1.25000      SISMAX LinRespSpec         Max   1.268E-06       0.269       0.092      0.0000 
          20     1.50000      SISMAX LinRespSpec         Max   1.268E-06       0.269       0.092      0.0000 
          20     1.50000      SISMAX LinRespSpec         Max       0.029       0.325       0.553      0.0000 
          20     2.00000      SISMAX LinRespSpec         Max       0.029       0.325       0.553      0.0000 
          20     2.00000      SISMAX LinRespSpec         Max       0.047       0.381       0.846      0.0000 
          20     2.35000      SISMAX LinRespSpec         Max       0.047       0.381       0.846      0.0000 
          20     0.15000      SISMAY LinRespSpec         Max       0.926      15.684       0.214      0.0000 
          20     0.50000      SISMAY LinRespSpec         Max       0.926      15.684       0.214      0.0000 
          20     0.50000      SISMAY LinRespSpec         Max       0.577      15.689       0.103      0.0000 
          20     1.00000      SISMAY LinRespSpec         Max       0.577      15.689       0.103      0.0000 
          20     1.00000      SISMAY LinRespSpec         Max   8.113E-07      15.704       0.117      0.0000 
          20     1.25000      SISMAY LinRespSpec         Max   8.113E-07      15.704       0.117      0.0000 
          20     1.50000      SISMAY LinRespSpec         Max   8.113E-07      15.704       0.117      0.0000 
          20     1.50000      SISMAY LinRespSpec         Max       0.577      15.730       0.249      0.0000 
          20     2.00000      SISMAY LinRespSpec         Max       0.577      15.730       0.249      0.0000 
          20     2.00000      SISMAY LinRespSpec         Max       0.926      15.766       0.304      0.0000 
          20     2.35000      SISMAY LinRespSpec         Max       0.926      15.766       0.304      0.0000 
          20     0.15000        TERM   LinStatic                   0.000      -0.942  -1.421E-04      0.0000 
          20     0.50000        TERM   LinStatic                   0.000      -0.942  -1.421E-04      0.0000 
          20     0.50000        TERM   LinStatic                   0.000      -0.960  -1.421E-04      0.0000 
          20     1.00000        TERM   LinStatic                   0.000      -0.960  -1.421E-04      0.0000 
          20     1.00000        TERM   LinStatic                   0.000      -0.979  -1.421E-04      0.0000 
          20     1.25000        TERM   LinStatic                   0.000      -0.979  -1.421E-04      0.0000 
          20     1.50000        TERM   LinStatic                   0.000      -0.979  -1.421E-04      0.0000 
          20     1.50000        TERM   LinStatic                   0.000      -0.998  -1.421E-04      0.0000 
          20     2.00000        TERM   LinStatic                   0.000      -0.998  -1.421E-04      0.0000 
          20     2.00000        TERM   LinStatic                   0.000      -1.018  -1.421E-04      0.0000 
          20     2.35000        TERM   LinStatic                   0.000      -1.018  -1.421E-04      0.0000 
          20     0.15000       COMB1 Combination         Max       0.000      24.888  -1.933E-04      0.0000 
          20     0.50000       COMB1 Combination         Max       0.000      32.264  -1.933E-04      0.0000 
          20     0.50000       COMB1 Combination         Max       0.000       2.208  -1.933E-04      0.0000 
          20     1.00000       COMB1 Combination         Max       0.000      12.745  -1.933E-04      0.0000 
          20     1.00000       COMB1 Combination         Max       0.000     -17.311  -1.933E-04      0.0000 
          20     1.25000       COMB1 Combination         Max       0.000     -12.042  -1.933E-04      0.0000 
          20     1.50000       COMB1 Combination         Max       0.000      -6.773  -1.933E-04      0.0000 
          20     1.50000       COMB1 Combination         Max       0.000     -36.838  -1.933E-04      0.0000 
          20     2.00000       COMB1 Combination         Max       0.000     -26.300  -1.933E-04      0.0000 
          20     2.00000       COMB1 Combination         Max       0.000     -56.381  -1.933E-04      0.0000 
          20     2.35000       COMB1 Combination         Max       0.000     -49.005  -1.933E-04      0.0000 
          20     0.15000       COMB1 Combination         Min       0.000      24.888  -1.933E-04      0.0000 
          20     0.50000       COMB1 Combination         Min       0.000      32.264  -1.933E-04      0.0000 
          20     0.50000       COMB1 Combination         Min       0.000       2.208  -1.933E-04      0.0000 
          20     1.00000       COMB1 Combination         Min       0.000      12.745  -1.933E-04      0.0000 
          20     1.00000       COMB1 Combination         Min       0.000     -17.311  -1.933E-04      0.0000 
          20     1.25000       COMB1 Combination         Min       0.000     -12.042  -1.933E-04      0.0000 
          20     1.50000       COMB1 Combination         Min       0.000      -6.773  -1.933E-04      0.0000 
          20     1.50000       COMB1 Combination         Min       0.000     -36.838  -1.933E-04      0.0000 
          20     2.00000       COMB1 Combination         Min       0.000     -26.300  -1.933E-04      0.0000 
          20     2.00000       COMB1 Combination         Min       0.000     -56.381  -1.933E-04      0.0000 
          20     2.35000       COMB1 Combination         Min       0.000     -49.005  -1.933E-04      0.0000 
          20     0.15000       COMB2 Combination         Max       0.000      26.783  -2.153E-04      0.0000 
          20     0.50000       COMB2 Combination         Max       0.000      34.160  -2.153E-04      0.0000 
          20     0.50000       COMB2 Combination         Max       0.000       1.570  -2.153E-04      0.0000 
          20     1.00000       COMB2 Combination         Max       0.000      12.108  -2.153E-04      0.0000 
          20     1.00000       COMB2 Combination         Max       0.000     -20.483  -2.153E-04      0.0000 
          20     1.25000       COMB2 Combination         Max       0.000     -15.214  -2.153E-04      0.0000 
          20     1.50000       COMB2 Combination         Max       0.000      -9.945  -2.153E-04      0.0000 
          20     1.50000       COMB2 Combination         Max       0.000     -42.546  -2.153E-04      0.0000 
          20     2.00000       COMB2 Combination         Max       0.000     -32.009  -2.153E-04      0.0000 
          20     2.00000       COMB2 Combination         Max       0.000     -64.629  -2.153E-04      0.0000 
          20     2.35000       COMB2 Combination         Max       0.000     -57.253  -2.153E-04      0.0000 
          20     0.15000       COMB2 Combination         Min       0.000      26.783  -2.153E-04      0.0000 
          20     0.50000       COMB2 Combination         Min       0.000      34.160  -2.153E-04      0.0000 
          20     0.50000       COMB2 Combination         Min       0.000       1.570  -2.153E-04      0.0000 
          20     1.00000       COMB2 Combination         Min       0.000      12.108  -2.153E-04      0.0000 
          20     1.00000       COMB2 Combination         Min       0.000     -20.483  -2.153E-04      0.0000 
          20     1.25000       COMB2 Combination         Min       0.000     -15.214  -2.153E-04      0.0000 
          20     1.50000       COMB2 Combination         Min       0.000      -9.945  -2.153E-04      0.0000 
          20     1.50000       COMB2 Combination         Min       0.000     -42.546  -2.153E-04      0.0000 
          20     2.00000       COMB2 Combination         Min       0.000     -32.009  -2.153E-04      0.0000 
          20     2.00000       COMB2 Combination         Min       0.000     -64.629  -2.153E-04      0.0000 
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          20     2.35000       COMB2 Combination         Min       0.000     -57.253  -2.153E-04      0.0000 
          20     0.15000       COMB3 Combination         Max       0.000      24.416  -4.236E-04      0.0000 
          20     0.50000       COMB3 Combination         Max       0.000      31.792  -4.236E-04      0.0000 
          20     0.50000       COMB3 Combination         Max       0.000       2.361  -4.236E-04      0.0000 
          20     1.00000       COMB3 Combination         Max       0.000      12.898  -4.236E-04      0.0000 
          20     1.00000       COMB3 Combination         Max       0.000     -16.533  -4.236E-04      0.0000 
          20     1.25000       COMB3 Combination         Max       0.000     -11.264  -4.236E-04      0.0000 
          20     1.50000       COMB3 Combination         Max       0.000      -5.995  -4.236E-04      0.0000 
          20     1.50000       COMB3 Combination         Max       0.000     -35.434  -4.236E-04      0.0000 
          20     2.00000       COMB3 Combination         Max       0.000     -24.897  -4.236E-04      0.0000 
          20     2.00000       COMB3 Combination         Max       0.000     -54.351  -4.236E-04      0.0000 
          20     2.35000       COMB3 Combination         Max       0.000     -46.975  -4.236E-04      0.0000 
          20     0.15000       COMB3 Combination         Min       0.000      24.416  -4.236E-04      0.0000 
          20     0.50000       COMB3 Combination         Min       0.000      31.792  -4.236E-04      0.0000 
          20     0.50000       COMB3 Combination         Min       0.000       2.361  -4.236E-04      0.0000 
          20     1.00000       COMB3 Combination         Min       0.000      12.898  -4.236E-04      0.0000 
          20     1.00000       COMB3 Combination         Min       0.000     -16.533  -4.236E-04      0.0000 
          20     1.25000       COMB3 Combination         Min       0.000     -11.264  -4.236E-04      0.0000 
          20     1.50000       COMB3 Combination         Min       0.000      -5.995  -4.236E-04      0.0000 
          20     1.50000       COMB3 Combination         Min       0.000     -35.434  -4.236E-04      0.0000 
          20     2.00000       COMB3 Combination         Min       0.000     -24.897  -4.236E-04      0.0000 
          20     2.00000       COMB3 Combination         Min       0.000     -54.351  -4.236E-04      0.0000 
          20     2.35000       COMB3 Combination         Min       0.000     -46.975  -4.236E-04      0.0000 
          20     0.15000       COMB4 Combination         Max       0.000      18.988  -5.548E-03      0.0000 
          20     0.50000       COMB4 Combination         Max       0.000      26.364  -5.548E-03      0.0000 
          20     0.50000       COMB4 Combination         Max       0.000      -3.070  -5.548E-03      0.0000 
          20     1.00000       COMB4 Combination         Max       0.000       7.467  -5.548E-03      0.0000 
          20     1.00000       COMB4 Combination         Max       0.000     -21.970  -5.548E-03      0.0000 
          20     1.25000       COMB4 Combination         Max       0.000     -16.701  -5.548E-03      0.0000 
          20     1.50000       COMB4 Combination         Max       0.000     -11.432  -5.548E-03      0.0000 
          20     1.50000       COMB4 Combination         Max       0.000     -40.882  -5.548E-03      0.0000 
          20     2.00000       COMB4 Combination         Max       0.000     -30.344  -5.548E-03      0.0000 
          20     2.00000       COMB4 Combination         Max       0.000     -59.812  -5.548E-03      0.0000 
          20     2.35000       COMB4 Combination         Max       0.000     -52.436  -5.548E-03      0.0000 
          20     0.15000       COMB4 Combination         Min       0.000      18.988  -5.548E-03      0.0000 
          20     0.50000       COMB4 Combination         Min       0.000      26.364  -5.548E-03      0.0000 
          20     0.50000       COMB4 Combination         Min       0.000      -3.070  -5.548E-03      0.0000 
          20     1.00000       COMB4 Combination         Min       0.000       7.467  -5.548E-03      0.0000 
          20     1.00000       COMB4 Combination         Min       0.000     -21.970  -5.548E-03      0.0000 
          20     1.25000       COMB4 Combination         Min       0.000     -16.701  -5.548E-03      0.0000 
          20     1.50000       COMB4 Combination         Min       0.000     -11.432  -5.548E-03      0.0000 
          20     1.50000       COMB4 Combination         Min       0.000     -40.882  -5.548E-03      0.0000 
          20     2.00000       COMB4 Combination         Min       0.000     -30.344  -5.548E-03      0.0000 
          20     2.00000       COMB4 Combination         Min       0.000     -59.812  -5.548E-03      0.0000 
          20     2.35000       COMB4 Combination         Min       0.000     -52.436  -5.548E-03      0.0000 
          20     0.15000       COMB5 Combination         Max       0.000      26.311  -4.456E-04      0.0000 
          20     0.50000       COMB5 Combination         Max       0.000      33.688  -4.456E-04      0.0000 
          20     0.50000       COMB5 Combination         Max       0.000       1.723  -4.456E-04      0.0000 
          20     1.00000       COMB5 Combination         Max       0.000      12.261  -4.456E-04      0.0000 
          20     1.00000       COMB5 Combination         Max       0.000     -19.705  -4.456E-04      0.0000 
          20     1.25000       COMB5 Combination         Max       0.000     -14.436  -4.456E-04      0.0000 
          20     1.50000       COMB5 Combination         Max       0.000      -9.167  -4.456E-04      0.0000 
          20     1.50000       COMB5 Combination         Max       0.000     -41.143  -4.456E-04      0.0000 
          20     2.00000       COMB5 Combination         Max       0.000     -30.605  -4.456E-04      0.0000 
          20     2.00000       COMB5 Combination         Max       0.000     -62.599  -4.456E-04      0.0000 
          20     2.35000       COMB5 Combination         Max       0.000     -55.223  -4.456E-04      0.0000 
          20     0.15000       COMB5 Combination         Min       0.000      26.311  -4.456E-04      0.0000 
          20     0.50000       COMB5 Combination         Min       0.000      33.688  -4.456E-04      0.0000 
          20     0.50000       COMB5 Combination         Min       0.000       1.723  -4.456E-04      0.0000 
          20     1.00000       COMB5 Combination         Min       0.000      12.261  -4.456E-04      0.0000 
          20     1.00000       COMB5 Combination         Min       0.000     -19.705  -4.456E-04      0.0000 
          20     1.25000       COMB5 Combination         Min       0.000     -14.436  -4.456E-04      0.0000 
          20     1.50000       COMB5 Combination         Min       0.000      -9.167  -4.456E-04      0.0000 
          20     1.50000       COMB5 Combination         Min       0.000     -41.143  -4.456E-04      0.0000 
          20     2.00000       COMB5 Combination         Min       0.000     -30.605  -4.456E-04      0.0000 
          20     2.00000       COMB5 Combination         Min       0.000     -62.599  -4.456E-04      0.0000 
          20     2.35000       COMB5 Combination         Min       0.000     -55.223  -4.456E-04      0.0000 
          20     0.15000       COMB6 Combination         Max       0.000      20.883  -5.570E-03      0.0000 
          20     0.50000       COMB6 Combination         Max       0.000      28.259  -5.570E-03      0.0000 
          20     0.50000       COMB6 Combination         Max       0.000      -3.708  -5.570E-03      0.0000 
          20     1.00000       COMB6 Combination         Max       0.000       6.830  -5.570E-03      0.0000 
          20     1.00000       COMB6 Combination         Max       0.000     -25.142  -5.570E-03      0.0000 
          20     1.25000       COMB6 Combination         Max       0.000     -19.873  -5.570E-03      0.0000 
          20     1.50000       COMB6 Combination         Max       0.000     -14.604  -5.570E-03      0.0000 
          20     1.50000       COMB6 Combination         Max       0.000     -46.590  -5.570E-03      0.0000 
          20     2.00000       COMB6 Combination         Max       0.000     -36.052  -5.570E-03      0.0000 
          20     2.00000       COMB6 Combination         Max       0.000     -68.060  -5.570E-03      0.0000 
          20     2.35000       COMB6 Combination         Max       0.000     -60.684  -5.570E-03      0.0000 
          20     0.15000       COMB6 Combination         Min       0.000      20.883  -5.570E-03      0.0000 
          20     0.50000       COMB6 Combination         Min       0.000      28.259  -5.570E-03      0.0000 
          20     0.50000       COMB6 Combination         Min       0.000      -3.708  -5.570E-03      0.0000 
          20     1.00000       COMB6 Combination         Min       0.000       6.830  -5.570E-03      0.0000 
          20     1.00000       COMB6 Combination         Min       0.000     -25.142  -5.570E-03      0.0000 
          20     1.25000       COMB6 Combination         Min       0.000     -19.873  -5.570E-03      0.0000 
          20     1.50000       COMB6 Combination         Min       0.000     -14.604  -5.570E-03      0.0000 
          20     1.50000       COMB6 Combination         Min       0.000     -46.590  -5.570E-03      0.0000 
          20     2.00000       COMB6 Combination         Min       0.000     -36.052  -5.570E-03      0.0000 
          20     2.00000       COMB6 Combination         Min       0.000     -68.060  -5.570E-03      0.0000 
          20     2.35000       COMB6 Combination         Min       0.000     -60.684  -5.570E-03      0.0000 
          20     0.15000       COMB7 Combination         Max       0.000      26.772   9.088E-05      0.0000 
          20     0.50000       COMB7 Combination         Max       0.000      34.148   9.088E-05      0.0000 
          20     0.50000       COMB7 Combination         Max       0.000       4.128   9.088E-05      0.0000 
          20     1.00000       COMB7 Combination         Max       0.000      14.666   9.088E-05      0.0000 
          20     1.00000       COMB7 Combination         Max       0.000     -15.353   9.088E-05      0.0000 
          20     1.25000       COMB7 Combination         Max       0.000     -10.085   9.088E-05      0.0000 
          20     1.50000       COMB7 Combination         Max       0.000      -4.816   9.088E-05      0.0000 
          20     1.50000       COMB7 Combination         Max       0.000     -34.842   9.088E-05      0.0000 
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          20     2.00000       COMB7 Combination         Max       0.000     -24.304   9.088E-05      0.0000 
          20     2.00000       COMB7 Combination         Max       0.000     -54.345   9.088E-05      0.0000 
          20     2.35000       COMB7 Combination         Max       0.000     -46.969   9.088E-05      0.0000 
          20     0.15000       COMB7 Combination         Min       0.000      26.772   9.088E-05      0.0000 
          20     0.50000       COMB7 Combination         Min       0.000      34.148   9.088E-05      0.0000 
          20     0.50000       COMB7 Combination         Min       0.000       4.128   9.088E-05      0.0000 
          20     1.00000       COMB7 Combination         Min       0.000      14.666   9.088E-05      0.0000 
          20     1.00000       COMB7 Combination         Min       0.000     -15.353   9.088E-05      0.0000 
          20     1.25000       COMB7 Combination         Min       0.000     -10.085   9.088E-05      0.0000 
          20     1.50000       COMB7 Combination         Min       0.000      -4.816   9.088E-05      0.0000 
          20     1.50000       COMB7 Combination         Min       0.000     -34.842   9.088E-05      0.0000 
          20     2.00000       COMB7 Combination         Min       0.000     -24.304   9.088E-05      0.0000 
          20     2.00000       COMB7 Combination         Min       0.000     -54.345   9.088E-05      0.0000 
          20     2.35000       COMB7 Combination         Min       0.000     -46.969   9.088E-05      0.0000 
          20     0.15000       COMB8 Combination         Max       0.000      28.667   6.883E-05      0.0000 
          20     0.50000       COMB8 Combination         Max       0.000      36.044   6.883E-05      0.0000 
          20     0.50000       COMB8 Combination         Max       0.000       3.490   6.883E-05      0.0000 
          20     1.00000       COMB8 Combination         Max       0.000      14.028   6.883E-05      0.0000 
          20     1.00000       COMB8 Combination         Max       0.000     -18.525   6.883E-05      0.0000 
          20     1.25000       COMB8 Combination         Max       0.000     -13.256   6.883E-05      0.0000 
          20     1.50000       COMB8 Combination         Max       0.000      -7.988   6.883E-05      0.0000 
          20     1.50000       COMB8 Combination         Max       0.000     -40.550   6.883E-05      0.0000 
          20     2.00000       COMB8 Combination         Max       0.000     -30.013   6.883E-05      0.0000 
          20     2.00000       COMB8 Combination         Max       0.000     -62.593   6.883E-05      0.0000 
          20     2.35000       COMB8 Combination         Max       0.000     -55.217   6.883E-05      0.0000 
          20     0.15000       COMB8 Combination         Min       0.000      28.667   6.883E-05      0.0000 
          20     0.50000       COMB8 Combination         Min       0.000      36.044   6.883E-05      0.0000 
          20     0.50000       COMB8 Combination         Min       0.000       3.490   6.883E-05      0.0000 
          20     1.00000       COMB8 Combination         Min       0.000      14.028   6.883E-05      0.0000 
          20     1.00000       COMB8 Combination         Min       0.000     -18.525   6.883E-05      0.0000 
          20     1.25000       COMB8 Combination         Min       0.000     -13.256   6.883E-05      0.0000 
          20     1.50000       COMB8 Combination         Min       0.000      -7.988   6.883E-05      0.0000 
          20     1.50000       COMB8 Combination         Min       0.000     -40.550   6.883E-05      0.0000 
          20     2.00000       COMB8 Combination         Min       0.000     -30.013   6.883E-05      0.0000 
          20     2.00000       COMB8 Combination         Min       0.000     -62.593   6.883E-05      0.0000 
          20     2.35000       COMB8 Combination         Min       0.000     -55.217   6.883E-05      0.0000 
          20     0.15000       COMB9 Combination         Max       0.000      26.300  -1.394E-04      0.0000 
          20     0.50000       COMB9 Combination         Max       0.000      33.676  -1.394E-04      0.0000 
          20     0.50000       COMB9 Combination         Max       0.000       4.281  -1.394E-04      0.0000 
          20     1.00000       COMB9 Combination         Max       0.000      14.818  -1.394E-04      0.0000 
          20     1.00000       COMB9 Combination         Max       0.000     -14.575  -1.394E-04      0.0000 
          20     1.25000       COMB9 Combination         Max       0.000      -9.307  -1.394E-04      0.0000 
          20     1.50000       COMB9 Combination         Max       0.000      -4.038  -1.394E-04      0.0000 
          20     1.50000       COMB9 Combination         Max       0.000     -33.438  -1.394E-04      0.0000 
          20     2.00000       COMB9 Combination         Max       0.000     -22.901  -1.394E-04      0.0000 
          20     2.00000       COMB9 Combination         Max       0.000     -52.315  -1.394E-04      0.0000 
          20     2.35000       COMB9 Combination         Max       0.000     -44.939  -1.394E-04      0.0000 
          20     0.15000       COMB9 Combination         Min       0.000      26.300  -1.394E-04      0.0000 
          20     0.50000       COMB9 Combination         Min       0.000      33.676  -1.394E-04      0.0000 
          20     0.50000       COMB9 Combination         Min       0.000       4.281  -1.394E-04      0.0000 
          20     1.00000       COMB9 Combination         Min       0.000      14.818  -1.394E-04      0.0000 
          20     1.00000       COMB9 Combination         Min       0.000     -14.575  -1.394E-04      0.0000 
          20     1.25000       COMB9 Combination         Min       0.000      -9.307  -1.394E-04      0.0000 
          20     1.50000       COMB9 Combination         Min       0.000      -4.038  -1.394E-04      0.0000 
          20     1.50000       COMB9 Combination         Min       0.000     -33.438  -1.394E-04      0.0000 
          20     2.00000       COMB9 Combination         Min       0.000     -22.901  -1.394E-04      0.0000 
          20     2.00000       COMB9 Combination         Min       0.000     -52.315  -1.394E-04      0.0000 
          20     2.35000       COMB9 Combination         Min       0.000     -44.939  -1.394E-04      0.0000 
          20     0.15000      COMB10 Combination         Max       0.000      20.872  -5.264E-03      0.0000 
          20     0.50000      COMB10 Combination         Max       0.000      28.248  -5.264E-03      0.0000 
          20     0.50000      COMB10 Combination         Max       0.000      -1.150  -5.264E-03      0.0000 
          20     1.00000      COMB10 Combination         Max       0.000       9.387  -5.264E-03      0.0000 
          20     1.00000      COMB10 Combination         Max       0.000     -20.013  -5.264E-03      0.0000 
          20     1.25000      COMB10 Combination         Max       0.000     -14.744  -5.264E-03      0.0000 
          20     1.50000      COMB10 Combination         Max       0.000      -9.475  -5.264E-03      0.0000 
          20     1.50000      COMB10 Combination         Max       0.000     -38.886  -5.264E-03      0.0000 
          20     2.00000      COMB10 Combination         Max       0.000     -28.348  -5.264E-03      0.0000 
          20     2.00000      COMB10 Combination         Max       0.000     -57.776  -5.264E-03      0.0000 
          20     2.35000      COMB10 Combination         Max       0.000     -50.400  -5.264E-03      0.0000 
          20     0.15000      COMB10 Combination         Min       0.000      20.872  -5.264E-03      0.0000 
          20     0.50000      COMB10 Combination         Min       0.000      28.248  -5.264E-03      0.0000 
          20     0.50000      COMB10 Combination         Min       0.000      -1.150  -5.264E-03      0.0000 
          20     1.00000      COMB10 Combination         Min       0.000       9.387  -5.264E-03      0.0000 
          20     1.00000      COMB10 Combination         Min       0.000     -20.013  -5.264E-03      0.0000 
          20     1.25000      COMB10 Combination         Min       0.000     -14.744  -5.264E-03      0.0000 
          20     1.50000      COMB10 Combination         Min       0.000      -9.475  -5.264E-03      0.0000 
          20     1.50000      COMB10 Combination         Min       0.000     -38.886  -5.264E-03      0.0000 
          20     2.00000      COMB10 Combination         Min       0.000     -28.348  -5.264E-03      0.0000 
          20     2.00000      COMB10 Combination         Min       0.000     -57.776  -5.264E-03      0.0000 
          20     2.35000      COMB10 Combination         Min       0.000     -50.400  -5.264E-03      0.0000 
          20     0.15000      COMB11 Combination         Max       0.000      28.195  -1.615E-04      0.0000 
          20     0.50000      COMB11 Combination         Max       0.000      35.572  -1.615E-04      0.0000 
          20     0.50000      COMB11 Combination         Max       0.000       3.643  -1.615E-04      0.0000 
          20     1.00000      COMB11 Combination         Max       0.000      14.181  -1.615E-04      0.0000 
          20     1.00000      COMB11 Combination         Max       0.000     -17.747  -1.615E-04      0.0000 
          20     1.25000      COMB11 Combination         Max       0.000     -12.478  -1.615E-04      0.0000 
          20     1.50000      COMB11 Combination         Max       0.000      -7.210  -1.615E-04      0.0000 
          20     1.50000      COMB11 Combination         Max       0.000     -39.147  -1.615E-04      0.0000 
          20     2.00000      COMB11 Combination         Max       0.000     -28.609  -1.615E-04      0.0000 
          20     2.00000      COMB11 Combination         Max       0.000     -60.563  -1.615E-04      0.0000 
          20     2.35000      COMB11 Combination         Max       0.000     -53.187  -1.615E-04      0.0000 
          20     0.15000      COMB11 Combination         Min       0.000      28.195  -1.615E-04      0.0000 
          20     0.50000      COMB11 Combination         Min       0.000      35.572  -1.615E-04      0.0000 
          20     0.50000      COMB11 Combination         Min       0.000       3.643  -1.615E-04      0.0000 
          20     1.00000      COMB11 Combination         Min       0.000      14.181  -1.615E-04      0.0000 
          20     1.00000      COMB11 Combination         Min       0.000     -17.747  -1.615E-04      0.0000 
          20     1.25000      COMB11 Combination         Min       0.000     -12.478  -1.615E-04      0.0000 
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          20     1.50000      COMB11 Combination         Min       0.000      -7.210  -1.615E-04      0.0000 
          20     1.50000      COMB11 Combination         Min       0.000     -39.147  -1.615E-04      0.0000 
          20     2.00000      COMB11 Combination         Min       0.000     -28.609  -1.615E-04      0.0000 
          20     2.00000      COMB11 Combination         Min       0.000     -60.563  -1.615E-04      0.0000 
          20     2.35000      COMB11 Combination         Min       0.000     -53.187  -1.615E-04      0.0000 
          20     0.15000      COMB12 Combination         Max       0.000      22.767  -5.286E-03      0.0000 
          20     0.50000      COMB12 Combination         Max       0.000      30.143  -5.286E-03      0.0000 
          20     0.50000      COMB12 Combination         Max       0.000      -1.788  -5.286E-03      0.0000 
          20     1.00000      COMB12 Combination         Max       0.000       8.750  -5.286E-03      0.0000 
          20     1.00000      COMB12 Combination         Max       0.000     -23.184  -5.286E-03      0.0000 
          20     1.25000      COMB12 Combination         Max       0.000     -17.916  -5.286E-03      0.0000 
          20     1.50000      COMB12 Combination         Max       0.000     -12.647  -5.286E-03      0.0000 
          20     1.50000      COMB12 Combination         Max       0.000     -44.594  -5.286E-03      0.0000 
          20     2.00000      COMB12 Combination         Max       0.000     -34.056  -5.286E-03      0.0000 
          20     2.00000      COMB12 Combination         Max       0.000     -66.024  -5.286E-03      0.0000 
          20     2.35000      COMB12 Combination         Max       0.000     -58.648  -5.286E-03      0.0000 
          20     0.15000      COMB12 Combination         Min       0.000      22.767  -5.286E-03      0.0000 
          20     0.50000      COMB12 Combination         Min       0.000      30.143  -5.286E-03      0.0000 
          20     0.50000      COMB12 Combination         Min       0.000      -1.788  -5.286E-03      0.0000 
          20     1.00000      COMB12 Combination         Min       0.000       8.750  -5.286E-03      0.0000 
          20     1.00000      COMB12 Combination         Min       0.000     -23.184  -5.286E-03      0.0000 
          20     1.25000      COMB12 Combination         Min       0.000     -17.916  -5.286E-03      0.0000 
          20     1.50000      COMB12 Combination         Min       0.000     -12.647  -5.286E-03      0.0000 
          20     1.50000      COMB12 Combination         Min       0.000     -44.594  -5.286E-03      0.0000 
          20     2.00000      COMB12 Combination         Min       0.000     -34.056  -5.286E-03      0.0000 
          20     2.00000      COMB12 Combination         Min       0.000     -66.024  -5.286E-03      0.0000 
          20     2.35000      COMB12 Combination         Min       0.000     -58.648  -5.286E-03      0.0000 
          20     0.15000      COMB13 Combination         Max       0.047      27.884       0.890      0.0000 
          20     0.50000      COMB13 Combination         Max       0.047      35.260       0.890      0.0000 
          20     0.50000      COMB13 Combination         Max       0.029       2.744       0.632      0.0000 
          20     1.00000      COMB13 Combination         Max       0.029      13.282       0.632      0.0000 
          20     1.00000      COMB13 Combination         Max   1.268E-06     -19.234       0.092      0.0000 
          20     1.25000      COMB13 Combination         Max   1.268E-06     -13.966       0.092      0.0000 
          20     1.50000      COMB13 Combination         Max   1.268E-06      -8.697       0.092      0.0000 
          20     1.50000      COMB13 Combination         Max       0.029     -41.223       0.553      0.0000 
          20     2.00000      COMB13 Combination         Max       0.029     -30.686       0.553      0.0000 
          20     2.00000      COMB13 Combination         Max       0.047     -63.230       0.846      0.0000 
          20     2.35000      COMB13 Combination         Max       0.047     -55.853       0.846      0.0000 
          20     0.15000      COMB13 Combination         Min      -0.047      27.567      -0.890      0.0000 
          20     0.50000      COMB13 Combination         Min      -0.047      34.943      -0.890      0.0000 
          20     0.50000      COMB13 Combination         Min      -0.029       2.316      -0.632      0.0000 
          20     1.00000      COMB13 Combination         Min      -0.029      12.854      -0.632      0.0000 
          20     1.00000      COMB13 Combination         Min  -1.268E-06     -19.773      -0.092      0.0000 
          20     1.25000      COMB13 Combination         Min  -1.268E-06     -14.504      -0.092      0.0000 
          20     1.50000      COMB13 Combination         Min  -1.268E-06      -9.236      -0.092      0.0000 
          20     1.50000      COMB13 Combination         Min      -0.029     -41.873      -0.553      0.0000 
          20     2.00000      COMB13 Combination         Min      -0.029     -31.336      -0.553      0.0000 
          20     2.00000      COMB13 Combination         Min      -0.047     -63.992      -0.846      0.0000 
          20     2.35000      COMB13 Combination         Min      -0.047     -56.616      -0.846      0.0000 
          20     0.15000      COMB14 Combination         Max       0.926      43.409       0.214      0.0000 
          20     0.50000      COMB14 Combination         Max       0.926      50.785       0.214      0.0000 
          20     0.50000      COMB14 Combination         Max       0.577      18.219       0.103      0.0000 
          20     1.00000      COMB14 Combination         Max       0.577      28.757       0.103      0.0000 
          20     1.00000      COMB14 Combination         Max   8.113E-07      -3.799       0.117      0.0000 
          20     1.25000      COMB14 Combination         Max   8.113E-07       1.469       0.117      0.0000 
          20     1.50000      COMB14 Combination         Max   8.113E-07       6.738       0.117      0.0000 
          20     1.50000      COMB14 Combination         Max       0.577     -25.818       0.249      0.0000 
          20     2.00000      COMB14 Combination         Max       0.577     -15.280       0.249      0.0000 
          20     2.00000      COMB14 Combination         Max       0.926     -47.845       0.304      0.0000 
          20     2.35000      COMB14 Combination         Max       0.926     -40.469       0.304      0.0000 
          20     0.15000      COMB14 Combination         Min      -0.926      12.042      -0.214      0.0000 
          20     0.50000      COMB14 Combination         Min      -0.926      19.418      -0.214      0.0000 
          20     0.50000      COMB14 Combination         Min      -0.577     -13.159      -0.103      0.0000 
          20     1.00000      COMB14 Combination         Min      -0.577      -2.622      -0.103      0.0000 
          20     1.00000      COMB14 Combination         Min  -8.113E-07     -35.208      -0.117      0.0000 
          20     1.25000      COMB14 Combination         Min  -8.113E-07     -29.939      -0.117      0.0000 
          20     1.50000      COMB14 Combination         Min  -8.113E-07     -24.671      -0.117      0.0000 
          20     1.50000      COMB14 Combination         Min      -0.577     -57.279      -0.249      0.0000 
          20     2.00000      COMB14 Combination         Min      -0.577     -46.741      -0.249      0.0000 
          20     2.00000      COMB14 Combination         Min      -0.926     -79.377      -0.304      0.0000 
          20     2.35000      COMB14 Combination         Min      -0.926     -72.001      -0.304      0.0000 
          20     0.15000         INV Combination         Max       0.926      43.409       0.890      0.0000 
          20     0.50000         INV Combination         Max       0.926      50.785       0.890      0.0000 
          20     0.50000         INV Combination         Max       0.577      18.219       0.632      0.0000 
          20     1.00000         INV Combination         Max       0.577      28.757       0.632      0.0000 
          20     1.00000         INV Combination         Max   1.268E-06      -3.799       0.117      0.0000 
          20     1.25000         INV Combination         Max   1.268E-06       1.469       0.117      0.0000 
          20     1.50000         INV Combination         Max   1.268E-06       6.738       0.117      0.0000 
          20     1.50000         INV Combination         Max       0.577     -25.818       0.553      0.0000 
          20     2.00000         INV Combination         Max       0.577     -15.280       0.553      0.0000 
          20     2.00000         INV Combination         Max       0.926     -47.845       0.846      0.0000 
          20     2.35000         INV Combination         Max       0.926     -40.469       0.846      0.0000 
          20     0.15000         INV Combination         Min      -0.926      12.042      -0.890      0.0000 
          20     0.50000         INV Combination         Min      -0.926      19.418      -0.890      0.0000 
          20     0.50000         INV Combination         Min      -0.577     -13.159      -0.632      0.0000 
          20     1.00000         INV Combination         Min      -0.577      -2.622      -0.632      0.0000 
          20     1.00000         INV Combination         Min  -1.268E-06     -35.208      -0.117      0.0000 
          20     1.25000         INV Combination         Min  -1.268E-06     -29.939      -0.117      0.0000 
          20     1.50000         INV Combination         Min  -1.268E-06     -24.671      -0.117      0.0000 
          20     1.50000         INV Combination         Min      -0.577     -57.279      -0.553      0.0000 
          20     2.00000         INV Combination         Min      -0.577     -46.741      -0.553      0.0000 
          20     2.00000         INV Combination         Min      -0.926     -79.377      -0.846      0.0000 
          20     2.35000         INV Combination         Min      -0.926     -72.001      -0.846      0.0000 
          21     0.15000          PP   LinStatic                   0.000       5.525   3.837E-04      0.0000 
          21     0.50000          PP   LinStatic                   0.000      11.152   3.837E-04      0.0000 
          21     0.50000          PP   LinStatic                   0.000     -12.709   3.837E-04      0.0000 
          21     1.00000          PP   LinStatic                   0.000      -4.671   3.837E-04      0.0000 
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          21     1.00000          PP   LinStatic                   0.000     -28.541   3.837E-04      0.0000 
          21     1.25000          PP   LinStatic                   0.000     -24.522   3.837E-04      0.0000 
          21     1.50000          PP   LinStatic                   0.000     -20.504   3.837E-04      0.0000 
          21     1.50000          PP   LinStatic                   0.000     -44.391   3.837E-04      0.0000 
          21     2.00000          PP   LinStatic                   0.000     -36.354   3.837E-04      0.0000 
          21     2.00000          PP   LinStatic                   0.000     -60.264   3.837E-04      0.0000 
          21     2.35000          PP   LinStatic                   0.000     -54.637   3.837E-04      0.0000 
          21     0.15000        PERM   LinStatic                   0.000      -7.103   9.612E-04      0.0000 
          21     0.50000        PERM   LinStatic                   0.000      -5.353   9.612E-04      0.0000 
          21     0.50000        PERM   LinStatic                   0.000     -11.572   9.612E-04      0.0000 
          21     1.00000        PERM   LinStatic                   0.000      -9.072   9.612E-04      0.0000 
          21     1.00000        PERM   LinStatic                   0.000     -15.298   9.612E-04      0.0000 
          21     1.25000        PERM   LinStatic                   0.000     -14.048   9.612E-04      0.0000 
          21     1.50000        PERM   LinStatic                   0.000     -12.798   9.612E-04      0.0000 
          21     1.50000        PERM   LinStatic                   0.000     -19.034   9.612E-04      0.0000 
          21     2.00000        PERM   LinStatic                   0.000     -16.534   9.612E-04      0.0000 
          21     2.00000        PERM   LinStatic                   0.000     -22.780   9.612E-04      0.0000 
          21     2.35000        PERM   LinStatic                   0.000     -21.030   9.612E-04      0.0000 
          21     0.15000        NEVE   LinStatic                   0.000      -4.518   6.577E-04      0.0000 
          21     0.50000        NEVE   LinStatic                   0.000      -4.518   6.577E-04      0.0000 
          21     0.50000        NEVE   LinStatic                   0.000      -7.062   6.577E-04      0.0000 
          21     1.00000        NEVE   LinStatic                   0.000      -7.062   6.577E-04      0.0000 
          21     1.00000        NEVE   LinStatic                   0.000      -9.611   6.577E-04      0.0000 
          21     1.25000        NEVE   LinStatic                   0.000      -9.611   6.577E-04      0.0000 
          21     1.50000        NEVE   LinStatic                   0.000      -9.611   6.577E-04      0.0000 
          21     1.50000        NEVE   LinStatic                   0.000     -12.168   6.577E-04      0.0000 
          21     2.00000        NEVE   LinStatic                   0.000     -12.168   6.577E-04      0.0000 
          21     2.00000        NEVE   LinStatic                   0.000     -14.731   6.577E-04      0.0000 
          21     2.35000        NEVE   LinStatic                   0.000     -14.731   6.577E-04      0.0000 
          21     0.15000      VENTOX   LinStatic                   0.000       1.149  -1.598E-03      0.0000 
          21     0.50000      VENTOX   LinStatic                   0.000       1.149  -1.598E-03      0.0000 
          21     0.50000      VENTOX   LinStatic                   0.000       1.777  -1.598E-03      0.0000 
          21     1.00000      VENTOX   LinStatic                   0.000       1.777  -1.598E-03      0.0000 
          21     1.00000      VENTOX   LinStatic                   0.000       2.406  -1.598E-03      0.0000 
          21     1.25000      VENTOX   LinStatic                   0.000       2.406  -1.598E-03      0.0000 
          21     1.50000      VENTOX   LinStatic                   0.000       2.406  -1.598E-03      0.0000 
          21     1.50000      VENTOX   LinStatic                   0.000       3.036  -1.598E-03      0.0000 
          21     2.00000      VENTOX   LinStatic                   0.000       3.036  -1.598E-03      0.0000 
          21     2.00000      VENTOX   LinStatic                   0.000       3.669  -1.598E-03      0.0000 
          21     2.35000      VENTOX   LinStatic                   0.000       3.669  -1.598E-03      0.0000 
          21     0.15000      VENTOY   LinStatic                   0.000      -4.894      -0.018      0.0000 
          21     0.50000      VENTOY   LinStatic                   0.000      -4.894      -0.018      0.0000 
          21     0.50000      VENTOY   LinStatic                   0.000      -4.284      -0.018      0.0000 
          21     1.00000      VENTOY   LinStatic                   0.000      -4.284      -0.018      0.0000 
          21     1.00000      VENTOY   LinStatic                   0.000      -3.677      -0.018      0.0000 
          21     1.25000      VENTOY   LinStatic                   0.000      -3.677      -0.018      0.0000 
          21     1.50000      VENTOY   LinStatic                   0.000      -3.677      -0.018      0.0000 
          21     1.50000      VENTOY   LinStatic                   0.000      -3.072      -0.018      0.0000 
          21     2.00000      VENTOY   LinStatic                   0.000      -3.072      -0.018      0.0000 
          21     2.00000      VENTOY   LinStatic                   0.000      -2.470      -0.018      0.0000 
          21     2.35000      VENTOY   LinStatic                   0.000      -2.470      -0.018      0.0000 
          21     0.15000      SISMAX LinRespSpec         Max       0.149       0.496       0.710      0.0000 
          21     0.50000      SISMAX LinRespSpec         Max       0.149       0.496       0.710      0.0000 
          21     0.50000      SISMAX LinRespSpec         Max       0.093       0.440       0.536      0.0000 
          21     1.00000      SISMAX LinRespSpec         Max       0.093       0.440       0.536      0.0000 
          21     1.00000      SISMAX LinRespSpec         Max   1.029E-06       0.385       0.134      0.0000 
          21     1.25000      SISMAX LinRespSpec         Max   1.029E-06       0.385       0.134      0.0000 
          21     1.50000      SISMAX LinRespSpec         Max   1.029E-06       0.385       0.134      0.0000 
          21     1.50000      SISMAX LinRespSpec         Max       0.093       0.331       0.374      0.0000 
          21     2.00000      SISMAX LinRespSpec         Max       0.093       0.331       0.374      0.0000 
          21     2.00000      SISMAX LinRespSpec         Max       0.149       0.276       0.622      0.0000 
          21     2.35000      SISMAX LinRespSpec         Max       0.149       0.276       0.622      0.0000 
          21     0.15000      SISMAY LinRespSpec         Max       0.729      16.990       0.417      0.0000 
          21     0.50000      SISMAY LinRespSpec         Max       0.729      16.990       0.417      0.0000 
          21     0.50000      SISMAY LinRespSpec         Max       0.454      17.037       0.270      0.0000 
          21     1.00000      SISMAY LinRespSpec         Max       0.454      17.037       0.270      0.0000 
          21     1.00000      SISMAY LinRespSpec         Max   8.997E-07      17.095       0.140      0.0000 
          21     1.25000      SISMAY LinRespSpec         Max   8.997E-07      17.095       0.140      0.0000 
          21     1.50000      SISMAY LinRespSpec         Max   8.997E-07      17.095       0.140      0.0000 
          21     1.50000      SISMAY LinRespSpec         Max       0.454      17.164       0.332      0.0000 
          21     2.00000      SISMAY LinRespSpec         Max       0.454      17.164       0.332      0.0000 
          21     2.00000      SISMAY LinRespSpec         Max       0.729      17.244       0.432      0.0000 
          21     2.35000      SISMAY LinRespSpec         Max       0.729      17.244       0.432      0.0000 
          21     0.15000        TERM   LinStatic                   0.000      -1.669  -4.420E-04      0.0000 
          21     0.50000        TERM   LinStatic                   0.000      -1.669  -4.420E-04      0.0000 
          21     0.50000        TERM   LinStatic                   0.000      -1.690  -4.420E-04      0.0000 
          21     1.00000        TERM   LinStatic                   0.000      -1.690  -4.420E-04      0.0000 
          21     1.00000        TERM   LinStatic                   0.000      -1.712  -4.420E-04      0.0000 
          21     1.25000        TERM   LinStatic                   0.000      -1.712  -4.420E-04      0.0000 
          21     1.50000        TERM   LinStatic                   0.000      -1.712  -4.420E-04      0.0000 
          21     1.50000        TERM   LinStatic                   0.000      -1.735  -4.420E-04      0.0000 
          21     2.00000        TERM   LinStatic                   0.000      -1.735  -4.420E-04      0.0000 
          21     2.00000        TERM   LinStatic                   0.000      -1.760  -4.420E-04      0.0000 
          21     2.35000        TERM   LinStatic                   0.000      -1.760  -4.420E-04      0.0000 
          21     0.15000       COMB1 Combination         Max       0.000      -3.247   9.029E-04      0.0000 
          21     0.50000       COMB1 Combination         Max       0.000       4.130   9.029E-04      0.0000 
          21     0.50000       COMB1 Combination         Max       0.000     -25.970   9.029E-04      0.0000 
          21     1.00000       COMB1 Combination         Max       0.000     -15.433   9.029E-04      0.0000 
          21     1.00000       COMB1 Combination         Max       0.000     -45.551   9.029E-04      0.0000 
          21     1.25000       COMB1 Combination         Max       0.000     -40.282   9.029E-04      0.0000 
          21     1.50000       COMB1 Combination         Max       0.000     -35.013   9.029E-04      0.0000 
          21     1.50000       COMB1 Combination         Max       0.000     -65.160   9.029E-04      0.0000 
          21     2.00000       COMB1 Combination         Max       0.000     -54.623   9.029E-04      0.0000 
          21     2.00000       COMB1 Combination         Max       0.000     -84.804   9.029E-04      0.0000 
          21     2.35000       COMB1 Combination         Max       0.000     -77.427   9.029E-04      0.0000 
          21     0.15000       COMB1 Combination         Min       0.000      -3.247   9.029E-04      0.0000 
          21     0.50000       COMB1 Combination         Min       0.000       4.130   9.029E-04      0.0000 
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          21     0.50000       COMB1 Combination         Min       0.000     -25.970   9.029E-04      0.0000 
          21     1.00000       COMB1 Combination         Min       0.000     -15.433   9.029E-04      0.0000 
          21     1.00000       COMB1 Combination         Min       0.000     -45.551   9.029E-04      0.0000 
          21     1.25000       COMB1 Combination         Min       0.000     -40.282   9.029E-04      0.0000 
          21     1.50000       COMB1 Combination         Min       0.000     -35.013   9.029E-04      0.0000 
          21     1.50000       COMB1 Combination         Min       0.000     -65.160   9.029E-04      0.0000 
          21     2.00000       COMB1 Combination         Min       0.000     -54.623   9.029E-04      0.0000 
          21     2.00000       COMB1 Combination         Min       0.000     -84.804   9.029E-04      0.0000 
          21     2.35000       COMB1 Combination         Min       0.000     -77.427   9.029E-04      0.0000 
          21     0.15000       COMB2 Combination         Max       0.000      -7.765   1.561E-03      0.0000 
          21     0.50000       COMB2 Combination         Max       0.000      -0.388   1.561E-03      0.0000 
          21     0.50000       COMB2 Combination         Max       0.000     -33.032   1.561E-03      0.0000 
          21     1.00000       COMB2 Combination         Max       0.000     -22.495   1.561E-03      0.0000 
          21     1.00000       COMB2 Combination         Max       0.000     -55.162   1.561E-03      0.0000 
          21     1.25000       COMB2 Combination         Max       0.000     -49.893   1.561E-03      0.0000 
          21     1.50000       COMB2 Combination         Max       0.000     -44.625   1.561E-03      0.0000 
          21     1.50000       COMB2 Combination         Max       0.000     -77.328   1.561E-03      0.0000 
          21     2.00000       COMB2 Combination         Max       0.000     -66.790   1.561E-03      0.0000 
          21     2.00000       COMB2 Combination         Max       0.000     -99.535   1.561E-03      0.0000 
          21     2.35000       COMB2 Combination         Max       0.000     -92.159   1.561E-03      0.0000 
          21     0.15000       COMB2 Combination         Min       0.000      -7.765   1.561E-03      0.0000 
          21     0.50000       COMB2 Combination         Min       0.000      -0.388   1.561E-03      0.0000 
          21     0.50000       COMB2 Combination         Min       0.000     -33.032   1.561E-03      0.0000 
          21     1.00000       COMB2 Combination         Min       0.000     -22.495   1.561E-03      0.0000 
          21     1.00000       COMB2 Combination         Min       0.000     -55.162   1.561E-03      0.0000 
          21     1.25000       COMB2 Combination         Min       0.000     -49.893   1.561E-03      0.0000 
          21     1.50000       COMB2 Combination         Min       0.000     -44.625   1.561E-03      0.0000 
          21     1.50000       COMB2 Combination         Min       0.000     -77.328   1.561E-03      0.0000 
          21     2.00000       COMB2 Combination         Min       0.000     -66.790   1.561E-03      0.0000 
          21     2.00000       COMB2 Combination         Min       0.000     -99.535   1.561E-03      0.0000 
          21     2.35000       COMB2 Combination         Min       0.000     -92.159   1.561E-03      0.0000 
          21     0.15000       COMB3 Combination         Max       0.000      -2.098  -6.955E-04      0.0000 
          21     0.50000       COMB3 Combination         Max       0.000       5.279  -6.955E-04      0.0000 
          21     0.50000       COMB3 Combination         Max       0.000     -24.194  -6.955E-04      0.0000 
          21     1.00000       COMB3 Combination         Max       0.000     -13.656  -6.955E-04      0.0000 
          21     1.00000       COMB3 Combination         Max       0.000     -43.145  -6.955E-04      0.0000 
          21     1.25000       COMB3 Combination         Max       0.000     -37.876  -6.955E-04      0.0000 
          21     1.50000       COMB3 Combination         Max       0.000     -32.607  -6.955E-04      0.0000 
          21     1.50000       COMB3 Combination         Max       0.000     -62.124  -6.955E-04      0.0000 
          21     2.00000       COMB3 Combination         Max       0.000     -51.586  -6.955E-04      0.0000 
          21     2.00000       COMB3 Combination         Max       0.000     -81.135  -6.955E-04      0.0000 
          21     2.35000       COMB3 Combination         Max       0.000     -73.759  -6.955E-04      0.0000 
          21     0.15000       COMB3 Combination         Min       0.000      -2.098  -6.955E-04      0.0000 
          21     0.50000       COMB3 Combination         Min       0.000       5.279  -6.955E-04      0.0000 
          21     0.50000       COMB3 Combination         Min       0.000     -24.194  -6.955E-04      0.0000 
          21     1.00000       COMB3 Combination         Min       0.000     -13.656  -6.955E-04      0.0000 
          21     1.00000       COMB3 Combination         Min       0.000     -43.145  -6.955E-04      0.0000 
          21     1.25000       COMB3 Combination         Min       0.000     -37.876  -6.955E-04      0.0000 
          21     1.50000       COMB3 Combination         Min       0.000     -32.607  -6.955E-04      0.0000 
          21     1.50000       COMB3 Combination         Min       0.000     -62.124  -6.955E-04      0.0000 
          21     2.00000       COMB3 Combination         Min       0.000     -51.586  -6.955E-04      0.0000 
          21     2.00000       COMB3 Combination         Min       0.000     -81.135  -6.955E-04      0.0000 
          21     2.35000       COMB3 Combination         Min       0.000     -73.759  -6.955E-04      0.0000 
          21     0.15000       COMB4 Combination         Max       0.000      -8.140      -0.017      0.0000 
          21     0.50000       COMB4 Combination         Max       0.000      -0.764      -0.017      0.0000 
          21     0.50000       COMB4 Combination         Max       0.000     -30.254      -0.017      0.0000 
          21     1.00000       COMB4 Combination         Max       0.000     -19.717      -0.017      0.0000 
          21     1.00000       COMB4 Combination         Max       0.000     -49.227      -0.017      0.0000 
          21     1.25000       COMB4 Combination         Max       0.000     -43.959      -0.017      0.0000 
          21     1.50000       COMB4 Combination         Max       0.000     -38.690      -0.017      0.0000 
          21     1.50000       COMB4 Combination         Max       0.000     -68.233      -0.017      0.0000 
          21     2.00000       COMB4 Combination         Max       0.000     -57.695      -0.017      0.0000 
          21     2.00000       COMB4 Combination         Max       0.000     -87.274      -0.017      0.0000 
          21     2.35000       COMB4 Combination         Max       0.000     -79.898      -0.017      0.0000 
          21     0.15000       COMB4 Combination         Min       0.000      -8.140      -0.017      0.0000 
          21     0.50000       COMB4 Combination         Min       0.000      -0.764      -0.017      0.0000 
          21     0.50000       COMB4 Combination         Min       0.000     -30.254      -0.017      0.0000 
          21     1.00000       COMB4 Combination         Min       0.000     -19.717      -0.017      0.0000 
          21     1.00000       COMB4 Combination         Min       0.000     -49.227      -0.017      0.0000 
          21     1.25000       COMB4 Combination         Min       0.000     -43.959      -0.017      0.0000 
          21     1.50000       COMB4 Combination         Min       0.000     -38.690      -0.017      0.0000 
          21     1.50000       COMB4 Combination         Min       0.000     -68.233      -0.017      0.0000 
          21     2.00000       COMB4 Combination         Min       0.000     -57.695      -0.017      0.0000 
          21     2.00000       COMB4 Combination         Min       0.000     -87.274      -0.017      0.0000 
          21     2.35000       COMB4 Combination         Min       0.000     -79.898      -0.017      0.0000 
          21     0.15000       COMB5 Combination         Max       0.000      -6.616  -3.785E-05      0.0000 
          21     0.50000       COMB5 Combination         Max       0.000       0.761  -3.785E-05      0.0000 
          21     0.50000       COMB5 Combination         Max       0.000     -31.256  -3.785E-05      0.0000 
          21     1.00000       COMB5 Combination         Max       0.000     -20.718  -3.785E-05      0.0000 
          21     1.00000       COMB5 Combination         Max       0.000     -52.756  -3.785E-05      0.0000 
          21     1.25000       COMB5 Combination         Max       0.000     -47.488  -3.785E-05      0.0000 
          21     1.50000       COMB5 Combination         Max       0.000     -42.219  -3.785E-05      0.0000 
          21     1.50000       COMB5 Combination         Max       0.000     -74.292  -3.785E-05      0.0000 
          21     2.00000       COMB5 Combination         Max       0.000     -63.754  -3.785E-05      0.0000 
          21     2.00000       COMB5 Combination         Max       0.000     -95.866  -3.785E-05      0.0000 
          21     2.35000       COMB5 Combination         Max       0.000     -88.490  -3.785E-05      0.0000 
          21     0.15000       COMB5 Combination         Min       0.000      -6.616  -3.785E-05      0.0000 
          21     0.50000       COMB5 Combination         Min       0.000       0.761  -3.785E-05      0.0000 
          21     0.50000       COMB5 Combination         Min       0.000     -31.256  -3.785E-05      0.0000 
          21     1.00000       COMB5 Combination         Min       0.000     -20.718  -3.785E-05      0.0000 
          21     1.00000       COMB5 Combination         Min       0.000     -52.756  -3.785E-05      0.0000 
          21     1.25000       COMB5 Combination         Min       0.000     -47.488  -3.785E-05      0.0000 
          21     1.50000       COMB5 Combination         Min       0.000     -42.219  -3.785E-05      0.0000 
          21     1.50000       COMB5 Combination         Min       0.000     -74.292  -3.785E-05      0.0000 
          21     2.00000       COMB5 Combination         Min       0.000     -63.754  -3.785E-05      0.0000 
          21     2.00000       COMB5 Combination         Min       0.000     -95.866  -3.785E-05      0.0000 
          21     2.35000       COMB5 Combination         Min       0.000     -88.490  -3.785E-05      0.0000 
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          21     0.15000       COMB6 Combination         Max       0.000     -12.658      -0.017      0.0000 
          21     0.50000       COMB6 Combination         Max       0.000      -5.282      -0.017      0.0000 
          21     0.50000       COMB6 Combination         Max       0.000     -37.316      -0.017      0.0000 
          21     1.00000       COMB6 Combination         Max       0.000     -26.779      -0.017      0.0000 
          21     1.00000       COMB6 Combination         Max       0.000     -58.839      -0.017      0.0000 
          21     1.25000       COMB6 Combination         Max       0.000     -53.570      -0.017      0.0000 
          21     1.50000       COMB6 Combination         Max       0.000     -48.301      -0.017      0.0000 
          21     1.50000       COMB6 Combination         Max       0.000     -80.400      -0.017      0.0000 
          21     2.00000       COMB6 Combination         Max       0.000     -69.863      -0.017      0.0000 
          21     2.00000       COMB6 Combination         Max       0.000    -102.005      -0.017      0.0000 
          21     2.35000       COMB6 Combination         Max       0.000     -94.629      -0.017      0.0000 
          21     0.15000       COMB6 Combination         Min       0.000     -12.658      -0.017      0.0000 
          21     0.50000       COMB6 Combination         Min       0.000      -5.282      -0.017      0.0000 
          21     0.50000       COMB6 Combination         Min       0.000     -37.316      -0.017      0.0000 
          21     1.00000       COMB6 Combination         Min       0.000     -26.779      -0.017      0.0000 
          21     1.00000       COMB6 Combination         Min       0.000     -58.839      -0.017      0.0000 
          21     1.25000       COMB6 Combination         Min       0.000     -53.570      -0.017      0.0000 
          21     1.50000       COMB6 Combination         Min       0.000     -48.301      -0.017      0.0000 
          21     1.50000       COMB6 Combination         Min       0.000     -80.400      -0.017      0.0000 
          21     2.00000       COMB6 Combination         Min       0.000     -69.863      -0.017      0.0000 
          21     2.00000       COMB6 Combination         Min       0.000    -102.005      -0.017      0.0000 
          21     2.35000       COMB6 Combination         Min       0.000     -94.629      -0.017      0.0000 
          21     0.15000       COMB7 Combination         Max       0.000       0.091   1.787E-03      0.0000 
          21     0.50000       COMB7 Combination         Max       0.000       7.467   1.787E-03      0.0000 
          21     0.50000       COMB7 Combination         Max       0.000     -22.591   1.787E-03      0.0000 
          21     1.00000       COMB7 Combination         Max       0.000     -12.053   1.787E-03      0.0000 
          21     1.00000       COMB7 Combination         Max       0.000     -42.127   1.787E-03      0.0000 
          21     1.25000       COMB7 Combination         Max       0.000     -36.858   1.787E-03      0.0000 
          21     1.50000       COMB7 Combination         Max       0.000     -31.589   1.787E-03      0.0000 
          21     1.50000       COMB7 Combination         Max       0.000     -61.690   1.787E-03      0.0000 
          21     2.00000       COMB7 Combination         Max       0.000     -51.152   1.787E-03      0.0000 
          21     2.00000       COMB7 Combination         Max       0.000     -81.284   1.787E-03      0.0000 
          21     2.35000       COMB7 Combination         Max       0.000     -73.908   1.787E-03      0.0000 
          21     0.15000       COMB7 Combination         Min       0.000       0.091   1.787E-03      0.0000 
          21     0.50000       COMB7 Combination         Min       0.000       7.467   1.787E-03      0.0000 
          21     0.50000       COMB7 Combination         Min       0.000     -22.591   1.787E-03      0.0000 
          21     1.00000       COMB7 Combination         Min       0.000     -12.053   1.787E-03      0.0000 
          21     1.00000       COMB7 Combination         Min       0.000     -42.127   1.787E-03      0.0000 
          21     1.25000       COMB7 Combination         Min       0.000     -36.858   1.787E-03      0.0000 
          21     1.50000       COMB7 Combination         Min       0.000     -31.589   1.787E-03      0.0000 
          21     1.50000       COMB7 Combination         Min       0.000     -61.690   1.787E-03      0.0000 
          21     2.00000       COMB7 Combination         Min       0.000     -51.152   1.787E-03      0.0000 
          21     2.00000       COMB7 Combination         Min       0.000     -81.284   1.787E-03      0.0000 
          21     2.35000       COMB7 Combination         Min       0.000     -73.908   1.787E-03      0.0000 
          21     0.15000       COMB8 Combination         Max       0.000      -4.427   2.445E-03      0.0000 
          21     0.50000       COMB8 Combination         Max       0.000       2.949   2.445E-03      0.0000 
          21     0.50000       COMB8 Combination         Max       0.000     -29.653   2.445E-03      0.0000 
          21     1.00000       COMB8 Combination         Max       0.000     -19.115   2.445E-03      0.0000 
          21     1.00000       COMB8 Combination         Max       0.000     -51.738   2.445E-03      0.0000 
          21     1.25000       COMB8 Combination         Max       0.000     -46.470   2.445E-03      0.0000 
          21     1.50000       COMB8 Combination         Max       0.000     -41.201   2.445E-03      0.0000 
          21     1.50000       COMB8 Combination         Max       0.000     -73.858   2.445E-03      0.0000 
          21     2.00000       COMB8 Combination         Max       0.000     -63.320   2.445E-03      0.0000 
          21     2.00000       COMB8 Combination         Max       0.000     -96.016   2.445E-03      0.0000 
          21     2.35000       COMB8 Combination         Max       0.000     -88.640   2.445E-03      0.0000 
          21     0.15000       COMB8 Combination         Min       0.000      -4.427   2.445E-03      0.0000 
          21     0.50000       COMB8 Combination         Min       0.000       2.949   2.445E-03      0.0000 
          21     0.50000       COMB8 Combination         Min       0.000     -29.653   2.445E-03      0.0000 
          21     1.00000       COMB8 Combination         Min       0.000     -19.115   2.445E-03      0.0000 
          21     1.00000       COMB8 Combination         Min       0.000     -51.738   2.445E-03      0.0000 
          21     1.25000       COMB8 Combination         Min       0.000     -46.470   2.445E-03      0.0000 
          21     1.50000       COMB8 Combination         Min       0.000     -41.201   2.445E-03      0.0000 
          21     1.50000       COMB8 Combination         Min       0.000     -73.858   2.445E-03      0.0000 
          21     2.00000       COMB8 Combination         Min       0.000     -63.320   2.445E-03      0.0000 
          21     2.00000       COMB8 Combination         Min       0.000     -96.016   2.445E-03      0.0000 
          21     2.35000       COMB8 Combination         Min       0.000     -88.640   2.445E-03      0.0000 
          21     0.15000       COMB9 Combination         Max       0.000       1.240   1.884E-04      0.0000 
          21     0.50000       COMB9 Combination         Max       0.000       8.616   1.884E-04      0.0000 
          21     0.50000       COMB9 Combination         Max       0.000     -20.814   1.884E-04      0.0000 
          21     1.00000       COMB9 Combination         Max       0.000     -10.276   1.884E-04      0.0000 
          21     1.00000       COMB9 Combination         Max       0.000     -39.721   1.884E-04      0.0000 
          21     1.25000       COMB9 Combination         Max       0.000     -34.452   1.884E-04      0.0000 
          21     1.50000       COMB9 Combination         Max       0.000     -29.184   1.884E-04      0.0000 
          21     1.50000       COMB9 Combination         Max       0.000     -58.653   1.884E-04      0.0000 
          21     2.00000       COMB9 Combination         Max       0.000     -48.116   1.884E-04      0.0000 
          21     2.00000       COMB9 Combination         Max       0.000     -77.616   1.884E-04      0.0000 
          21     2.35000       COMB9 Combination         Max       0.000     -70.239   1.884E-04      0.0000 
          21     0.15000       COMB9 Combination         Min       0.000       1.240   1.884E-04      0.0000 
          21     0.50000       COMB9 Combination         Min       0.000       8.616   1.884E-04      0.0000 
          21     0.50000       COMB9 Combination         Min       0.000     -20.814   1.884E-04      0.0000 
          21     1.00000       COMB9 Combination         Min       0.000     -10.276   1.884E-04      0.0000 
          21     1.00000       COMB9 Combination         Min       0.000     -39.721   1.884E-04      0.0000 
          21     1.25000       COMB9 Combination         Min       0.000     -34.452   1.884E-04      0.0000 
          21     1.50000       COMB9 Combination         Min       0.000     -29.184   1.884E-04      0.0000 
          21     1.50000       COMB9 Combination         Min       0.000     -58.653   1.884E-04      0.0000 
          21     2.00000       COMB9 Combination         Min       0.000     -48.116   1.884E-04      0.0000 
          21     2.00000       COMB9 Combination         Min       0.000     -77.616   1.884E-04      0.0000 
          21     2.35000       COMB9 Combination         Min       0.000     -70.239   1.884E-04      0.0000 
          21     0.15000      COMB10 Combination         Max       0.000      -4.803      -0.017      0.0000 
          21     0.50000      COMB10 Combination         Max       0.000       2.574      -0.017      0.0000 
          21     0.50000      COMB10 Combination         Max       0.000     -26.874      -0.017      0.0000 
          21     1.00000      COMB10 Combination         Max       0.000     -16.337      -0.017      0.0000 
          21     1.00000      COMB10 Combination         Max       0.000     -45.804      -0.017      0.0000 
          21     1.25000      COMB10 Combination         Max       0.000     -40.535      -0.017      0.0000 
          21     1.50000      COMB10 Combination         Max       0.000     -35.266      -0.017      0.0000 
          21     1.50000      COMB10 Combination         Max       0.000     -64.762      -0.017      0.0000 
          21     2.00000      COMB10 Combination         Max       0.000     -54.225      -0.017      0.0000 
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          21     2.00000      COMB10 Combination         Max       0.000     -83.755      -0.017      0.0000 
          21     2.35000      COMB10 Combination         Max       0.000     -76.378      -0.017      0.0000 
          21     0.15000      COMB10 Combination         Min       0.000      -4.803      -0.017      0.0000 
          21     0.50000      COMB10 Combination         Min       0.000       2.574      -0.017      0.0000 
          21     0.50000      COMB10 Combination         Min       0.000     -26.874      -0.017      0.0000 
          21     1.00000      COMB10 Combination         Min       0.000     -16.337      -0.017      0.0000 
          21     1.00000      COMB10 Combination         Min       0.000     -45.804      -0.017      0.0000 
          21     1.25000      COMB10 Combination         Min       0.000     -40.535      -0.017      0.0000 
          21     1.50000      COMB10 Combination         Min       0.000     -35.266      -0.017      0.0000 
          21     1.50000      COMB10 Combination         Min       0.000     -64.762      -0.017      0.0000 
          21     2.00000      COMB10 Combination         Min       0.000     -54.225      -0.017      0.0000 
          21     2.00000      COMB10 Combination         Min       0.000     -83.755      -0.017      0.0000 
          21     2.35000      COMB10 Combination         Min       0.000     -76.378      -0.017      0.0000 
          21     0.15000      COMB11 Combination         Max       0.000      -3.278   8.461E-04      0.0000 
          21     0.50000      COMB11 Combination         Max       0.000       4.099   8.461E-04      0.0000 
          21     0.50000      COMB11 Combination         Max       0.000     -27.876   8.461E-04      0.0000 
          21     1.00000      COMB11 Combination         Max       0.000     -17.338   8.461E-04      0.0000 
          21     1.00000      COMB11 Combination         Max       0.000     -49.333   8.461E-04      0.0000 
          21     1.25000      COMB11 Combination         Max       0.000     -44.064   8.461E-04      0.0000 
          21     1.50000      COMB11 Combination         Max       0.000     -38.795   8.461E-04      0.0000 
          21     1.50000      COMB11 Combination         Max       0.000     -70.821   8.461E-04      0.0000 
          21     2.00000      COMB11 Combination         Max       0.000     -60.284   8.461E-04      0.0000 
          21     2.00000      COMB11 Combination         Max       0.000     -92.347   8.461E-04      0.0000 
          21     2.35000      COMB11 Combination         Max       0.000     -84.971   8.461E-04      0.0000 
          21     0.15000      COMB11 Combination         Min       0.000      -3.278   8.461E-04      0.0000 
          21     0.50000      COMB11 Combination         Min       0.000       4.099   8.461E-04      0.0000 
          21     0.50000      COMB11 Combination         Min       0.000     -27.876   8.461E-04      0.0000 
          21     1.00000      COMB11 Combination         Min       0.000     -17.338   8.461E-04      0.0000 
          21     1.00000      COMB11 Combination         Min       0.000     -49.333   8.461E-04      0.0000 
          21     1.25000      COMB11 Combination         Min       0.000     -44.064   8.461E-04      0.0000 
          21     1.50000      COMB11 Combination         Min       0.000     -38.795   8.461E-04      0.0000 
          21     1.50000      COMB11 Combination         Min       0.000     -70.821   8.461E-04      0.0000 
          21     2.00000      COMB11 Combination         Min       0.000     -60.284   8.461E-04      0.0000 
          21     2.00000      COMB11 Combination         Min       0.000     -92.347   8.461E-04      0.0000 
          21     2.35000      COMB11 Combination         Min       0.000     -84.971   8.461E-04      0.0000 
          21     0.15000      COMB12 Combination         Max       0.000      -9.320      -0.016      0.0000 
          21     0.50000      COMB12 Combination         Max       0.000      -1.944      -0.016      0.0000 
          21     0.50000      COMB12 Combination         Max       0.000     -33.937      -0.016      0.0000 
          21     1.00000      COMB12 Combination         Max       0.000     -23.399      -0.016      0.0000 
          21     1.00000      COMB12 Combination         Max       0.000     -55.415      -0.016      0.0000 
          21     1.25000      COMB12 Combination         Max       0.000     -50.146      -0.016      0.0000 
          21     1.50000      COMB12 Combination         Max       0.000     -44.878      -0.016      0.0000 
          21     1.50000      COMB12 Combination         Max       0.000     -76.930      -0.016      0.0000 
          21     2.00000      COMB12 Combination         Max       0.000     -66.392      -0.016      0.0000 
          21     2.00000      COMB12 Combination         Max       0.000     -98.486      -0.016      0.0000 
          21     2.35000      COMB12 Combination         Max       0.000     -91.110      -0.016      0.0000 
          21     0.15000      COMB12 Combination         Min       0.000      -9.320      -0.016      0.0000 
          21     0.50000      COMB12 Combination         Min       0.000      -1.944      -0.016      0.0000 
          21     0.50000      COMB12 Combination         Min       0.000     -33.937      -0.016      0.0000 
          21     1.00000      COMB12 Combination         Min       0.000     -23.399      -0.016      0.0000 
          21     1.00000      COMB12 Combination         Min       0.000     -55.415      -0.016      0.0000 
          21     1.25000      COMB12 Combination         Min       0.000     -50.146      -0.016      0.0000 
          21     1.50000      COMB12 Combination         Min       0.000     -44.878      -0.016      0.0000 
          21     1.50000      COMB12 Combination         Min       0.000     -76.930      -0.016      0.0000 
          21     2.00000      COMB12 Combination         Min       0.000     -66.392      -0.016      0.0000 
          21     2.00000      COMB12 Combination         Min       0.000     -98.486      -0.016      0.0000 
          21     2.35000      COMB12 Combination         Min       0.000     -91.110      -0.016      0.0000 
          21     0.15000      COMB13 Combination         Max       0.149      -5.600       0.712      0.0000 
          21     0.50000      COMB13 Combination         Max       0.149       1.777       0.712      0.0000 
          21     0.50000      COMB13 Combination         Max       0.093     -30.902       0.538      0.0000 
          21     1.00000      COMB13 Combination         Max       0.093     -20.365       0.538      0.0000 
          21     1.00000      COMB13 Combination         Max   1.029E-06     -53.065       0.136      0.0000 
          21     1.25000      COMB13 Combination         Max   1.029E-06     -47.796       0.136      0.0000 
          21     1.50000      COMB13 Combination         Max   1.029E-06     -42.527       0.136      0.0000 
          21     1.50000      COMB13 Combination         Max       0.093     -75.262       0.376      0.0000 
          21     2.00000      COMB13 Combination         Max       0.093     -64.725       0.376      0.0000 
          21     2.00000      COMB13 Combination         Max       0.149     -97.499       0.624      0.0000 
          21     2.35000      COMB13 Combination         Max       0.149     -90.123       0.624      0.0000 
          21     0.15000      COMB13 Combination         Min      -0.149      -6.592      -0.708      0.0000 
          21     0.50000      COMB13 Combination         Min      -0.149       0.784      -0.708      0.0000 
          21     0.50000      COMB13 Combination         Min      -0.093     -31.783      -0.534      0.0000 
          21     1.00000      COMB13 Combination         Min      -0.093     -21.245      -0.534      0.0000 
          21     1.00000      COMB13 Combination         Min  -1.029E-06     -53.835      -0.132      0.0000 
          21     1.25000      COMB13 Combination         Min  -1.029E-06     -48.567      -0.132      0.0000 
          21     1.50000      COMB13 Combination         Min  -1.029E-06     -43.298      -0.132      0.0000 
          21     1.50000      COMB13 Combination         Min      -0.093     -75.923      -0.372      0.0000 
          21     2.00000      COMB13 Combination         Min      -0.093     -65.386      -0.372      0.0000 
          21     2.00000      COMB13 Combination         Min      -0.149     -98.052      -0.620      0.0000 
          21     2.35000      COMB13 Combination         Min      -0.149     -90.675      -0.620      0.0000 
          21     0.15000      COMB14 Combination         Max       0.729      10.894       0.419      0.0000 
          21     0.50000      COMB14 Combination         Max       0.729      18.271       0.419      0.0000 
          21     0.50000      COMB14 Combination         Max       0.454     -14.305       0.272      0.0000 
          21     1.00000      COMB14 Combination         Max       0.454      -3.768       0.272      0.0000 
          21     1.00000      COMB14 Combination         Max   8.997E-07     -36.356       0.142      0.0000 
          21     1.25000      COMB14 Combination         Max   8.997E-07     -31.087       0.142      0.0000 
          21     1.50000      COMB14 Combination         Max   8.997E-07     -25.818       0.142      0.0000 
          21     1.50000      COMB14 Combination         Max       0.454     -58.429       0.334      0.0000 
          21     2.00000      COMB14 Combination         Max       0.454     -47.891       0.334      0.0000 
          21     2.00000      COMB14 Combination         Max       0.729     -80.532       0.434      0.0000 
          21     2.35000      COMB14 Combination         Max       0.729     -73.155       0.434      0.0000 
          21     0.15000      COMB14 Combination         Min      -0.729     -23.086      -0.415      0.0000 
          21     0.50000      COMB14 Combination         Min      -0.729     -15.710      -0.415      0.0000 
          21     0.50000      COMB14 Combination         Min      -0.454     -48.380      -0.268      0.0000 
          21     1.00000      COMB14 Combination         Min      -0.454     -37.842      -0.268      0.0000 
          21     1.00000      COMB14 Combination         Min  -8.997E-07     -70.545      -0.138      0.0000 
          21     1.25000      COMB14 Combination         Min  -8.997E-07     -65.276      -0.138      0.0000 
          21     1.50000      COMB14 Combination         Min  -8.997E-07     -60.007      -0.138      0.0000 
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          21     1.50000      COMB14 Combination         Min      -0.454     -92.757      -0.330      0.0000 
          21     2.00000      COMB14 Combination         Min      -0.454     -82.219      -0.330      0.0000 
          21     2.00000      COMB14 Combination         Min      -0.729    -115.019      -0.430      0.0000 
          21     2.35000      COMB14 Combination         Min      -0.729    -107.643      -0.430      0.0000 
          21     0.15000         INV Combination         Max       0.729      10.894       0.712      0.0000 
          21     0.50000         INV Combination         Max       0.729      18.271       0.712      0.0000 
          21     0.50000         INV Combination         Max       0.454     -14.305       0.538      0.0000 
          21     1.00000         INV Combination         Max       0.454      -3.768       0.538      0.0000 
          21     1.00000         INV Combination         Max   1.029E-06     -36.356       0.142      0.0000 
          21     1.25000         INV Combination         Max   1.029E-06     -31.087       0.142      0.0000 
          21     1.50000         INV Combination         Max   1.029E-06     -25.818       0.142      0.0000 
          21     1.50000         INV Combination         Max       0.454     -58.429       0.376      0.0000 
          21     2.00000         INV Combination         Max       0.454     -47.891       0.376      0.0000 
          21     2.00000         INV Combination         Max       0.729     -77.616       0.624      0.0000 
          21     2.35000         INV Combination         Max       0.729     -70.239       0.624      0.0000 
          21     0.15000         INV Combination         Min      -0.729     -23.086      -0.708      0.0000 
          21     0.50000         INV Combination         Min      -0.729     -15.710      -0.708      0.0000 
          21     0.50000         INV Combination         Min      -0.454     -48.380      -0.534      0.0000 
          21     1.00000         INV Combination         Min      -0.454     -37.842      -0.534      0.0000 
          21     1.00000         INV Combination         Min  -1.029E-06     -70.545      -0.138      0.0000 
          21     1.25000         INV Combination         Min  -1.029E-06     -65.276      -0.138      0.0000 
          21     1.50000         INV Combination         Min  -1.029E-06     -60.007      -0.138      0.0000 
          21     1.50000         INV Combination         Min      -0.454     -92.757      -0.372      0.0000 
          21     2.00000         INV Combination         Min      -0.454     -82.219      -0.372      0.0000 
          21     2.00000         INV Combination         Min      -0.729    -115.019      -0.620      0.0000 
          21     2.35000         INV Combination         Min      -0.729    -107.643      -0.620      0.0000 
          22     0.15000          PP   LinStatic                   0.000      67.081  -2.350E-04      0.0000 
          22     0.50000          PP   LinStatic                   0.000      72.707  -2.350E-04      0.0000 
          22     0.50000          PP   LinStatic                   0.000      48.012  -2.350E-04      0.0000 
          22     1.00000          PP   LinStatic                   0.000      56.049  -2.350E-04      0.0000 
          22     1.00000          PP   LinStatic                   0.000      31.383  -2.350E-04      0.0000 
          22     1.25000          PP   LinStatic                   0.000      35.402  -2.350E-04      0.0000 
          22     1.50000          PP   LinStatic                   0.000      39.421  -2.350E-04      0.0000 
          22     1.50000          PP   LinStatic                   0.000      14.781  -2.350E-04      0.0000 
          22     2.00000          PP   LinStatic                   0.000      22.818  -2.350E-04      0.0000 
          22     2.00000          PP   LinStatic                   0.000      -1.806  -2.350E-04      0.0000 
          22     2.35000          PP   LinStatic                   0.000       3.820  -2.350E-04      0.0000 
          22     0.15000        PERM   LinStatic                   0.000      17.435  -1.539E-03      0.0000 
          22     0.50000        PERM   LinStatic                   0.000      19.185  -1.539E-03      0.0000 
          22     0.50000        PERM   LinStatic                   0.000      12.442  -1.539E-03      0.0000 
          22     1.00000        PERM   LinStatic                   0.000      14.942  -1.539E-03      0.0000 
          22     1.00000        PERM   LinStatic                   0.000       8.206  -1.539E-03      0.0000 
          22     1.25000        PERM   LinStatic                   0.000       9.456  -1.539E-03      0.0000 
          22     1.50000        PERM   LinStatic                   0.000      10.706  -1.539E-03      0.0000 
          22     1.50000        PERM   LinStatic                   0.000       3.976  -1.539E-03      0.0000 
          22     2.00000        PERM   LinStatic                   0.000       6.476  -1.539E-03      0.0000 
          22     2.00000        PERM   LinStatic                   0.000      -0.248  -1.539E-03      0.0000 
          22     2.35000        PERM   LinStatic                   0.000       1.502  -1.539E-03      0.0000 
          22     0.15000        NEVE   LinStatic                   0.000      12.272  -1.053E-03      0.0000 
          22     0.50000        NEVE   LinStatic                   0.000      12.272  -1.053E-03      0.0000 
          22     0.50000        NEVE   LinStatic                   0.000       9.368  -1.053E-03      0.0000 
          22     1.00000        NEVE   LinStatic                   0.000       9.368  -1.053E-03      0.0000 
          22     1.00000        NEVE   LinStatic                   0.000       6.470  -1.053E-03      0.0000 
          22     1.25000        NEVE   LinStatic                   0.000       6.470  -1.053E-03      0.0000 
          22     1.50000        NEVE   LinStatic                   0.000       6.470  -1.053E-03      0.0000 
          22     1.50000        NEVE   LinStatic                   0.000       3.576  -1.053E-03      0.0000 
          22     2.00000        NEVE   LinStatic                   0.000       3.576  -1.053E-03      0.0000 
          22     2.00000        NEVE   LinStatic                   0.000       0.685  -1.053E-03      0.0000 
          22     2.35000        NEVE   LinStatic                   0.000       0.685  -1.053E-03      0.0000 
          22     0.15000      VENTOX   LinStatic                   0.000      -2.650   2.604E-04      0.0000 
          22     0.50000      VENTOX   LinStatic                   0.000      -2.650   2.604E-04      0.0000 
          22     0.50000      VENTOX   LinStatic                   0.000      -1.940   2.604E-04      0.0000 
          22     1.00000      VENTOX   LinStatic                   0.000      -1.940   2.604E-04      0.0000 
          22     1.00000      VENTOX   LinStatic                   0.000      -1.230   2.604E-04      0.0000 
          22     1.25000      VENTOX   LinStatic                   0.000      -1.230   2.604E-04      0.0000 
          22     1.50000      VENTOX   LinStatic                   0.000      -1.230   2.604E-04      0.0000 
          22     1.50000      VENTOX   LinStatic                   0.000      -0.521   2.604E-04      0.0000 
          22     2.00000      VENTOX   LinStatic                   0.000      -0.521   2.604E-04      0.0000 
          22     2.00000      VENTOX   LinStatic                   0.000       0.187   2.604E-04      0.0000 
          22     2.35000      VENTOX   LinStatic                   0.000       0.187   2.604E-04      0.0000 
          22     0.15000      VENTOY   LinStatic                   0.000      -2.037   9.123E-03      0.0000 
          22     0.50000      VENTOY   LinStatic                   0.000      -2.037   9.123E-03      0.0000 
          22     0.50000      VENTOY   LinStatic                   0.000      -1.412   9.123E-03      0.0000 
          22     1.00000      VENTOY   LinStatic                   0.000      -1.412   9.123E-03      0.0000 
          22     1.00000      VENTOY   LinStatic                   0.000      -0.788   9.123E-03      0.0000 
          22     1.25000      VENTOY   LinStatic                   0.000      -0.788   9.123E-03      0.0000 
          22     1.50000      VENTOY   LinStatic                   0.000      -0.788   9.123E-03      0.0000 
          22     1.50000      VENTOY   LinStatic                   0.000      -0.164   9.123E-03      0.0000 
          22     2.00000      VENTOY   LinStatic                   0.000      -0.164   9.123E-03      0.0000 
          22     2.00000      VENTOY   LinStatic                   0.000       0.459   9.123E-03      0.0000 
          22     2.35000      VENTOY   LinStatic                   0.000       0.459   9.123E-03      0.0000 
          22     0.15000      SISMAX LinRespSpec         Max       0.997       6.340       0.038      0.0000 
          22     0.50000      SISMAX LinRespSpec         Max       0.997       6.340       0.038      0.0000 
          22     0.50000      SISMAX LinRespSpec         Max       0.621       6.267       0.019      0.0000 
          22     1.00000      SISMAX LinRespSpec         Max       0.621       6.267       0.019      0.0000 
          22     1.00000      SISMAX LinRespSpec         Max   7.240E-07       6.198       0.015      0.0000 
          22     1.25000      SISMAX LinRespSpec         Max   7.240E-07       6.198       0.015      0.0000 
          22     1.50000      SISMAX LinRespSpec         Max   7.240E-07       6.198       0.015      0.0000 
          22     1.50000      SISMAX LinRespSpec         Max       0.621       6.134       0.041      0.0000 
          22     2.00000      SISMAX LinRespSpec         Max       0.621       6.134       0.041      0.0000 
          22     2.00000      SISMAX LinRespSpec         Max       0.997       6.073       0.053      0.0000 
          22     2.35000      SISMAX LinRespSpec         Max       0.997       6.073       0.053      0.0000 
          22     0.15000      SISMAY LinRespSpec         Max       0.023       2.620       0.450      0.0000 
          22     0.50000      SISMAY LinRespSpec         Max       0.023       2.620       0.450      0.0000 
          22     0.50000      SISMAY LinRespSpec         Max       0.015       2.351       0.216      0.0000 
          22     1.00000      SISMAY LinRespSpec         Max       0.015       2.351       0.216      0.0000 
          22     1.00000      SISMAY LinRespSpec         Max   6.961E-07       2.083       0.242      0.0000 
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          22     1.25000      SISMAY LinRespSpec         Max   6.961E-07       2.083       0.242      0.0000 
          22     1.50000      SISMAY LinRespSpec         Max   6.961E-07       2.083       0.242      0.0000 
          22     1.50000      SISMAY LinRespSpec         Max       0.015       1.817       0.514      0.0000 
          22     2.00000      SISMAY LinRespSpec         Max       0.015       1.817       0.514      0.0000 
          22     2.00000      SISMAY LinRespSpec         Max       0.023       1.553       0.621      0.0000 
          22     2.35000      SISMAY LinRespSpec         Max       0.023       1.553       0.621      0.0000 
          22     0.15000        TERM   LinStatic                   0.000       6.082  -1.875E-04      0.0000 
          22     0.50000        TERM   LinStatic                   0.000       6.082  -1.875E-04      0.0000 
          22     0.50000        TERM   LinStatic                   0.000       6.056  -1.875E-04      0.0000 
          22     1.00000        TERM   LinStatic                   0.000       6.056  -1.875E-04      0.0000 
          22     1.00000        TERM   LinStatic                   0.000       6.035  -1.875E-04      0.0000 
          22     1.25000        TERM   LinStatic                   0.000       6.035  -1.875E-04      0.0000 
          22     1.50000        TERM   LinStatic                   0.000       6.035  -1.875E-04      0.0000 
          22     1.50000        TERM   LinStatic                   0.000       6.017  -1.875E-04      0.0000 
          22     2.00000        TERM   LinStatic                   0.000       6.017  -1.875E-04      0.0000 
          22     2.00000        TERM   LinStatic                   0.000       6.004  -1.875E-04      0.0000 
          22     2.35000        TERM   LinStatic                   0.000       6.004  -1.875E-04      0.0000 
          22     0.15000       COMB1 Combination         Max       0.000      90.598  -1.962E-03      0.0000 
          22     0.50000       COMB1 Combination         Max       0.000      97.975  -1.962E-03      0.0000 
          22     0.50000       COMB1 Combination         Max       0.000      66.510  -1.962E-03      0.0000 
          22     1.00000       COMB1 Combination         Max       0.000      77.047  -1.962E-03      0.0000 
          22     1.00000       COMB1 Combination         Max       0.000      45.624  -1.962E-03      0.0000 
          22     1.25000       COMB1 Combination         Max       0.000      50.892  -1.962E-03      0.0000 
          22     1.50000       COMB1 Combination         Max       0.000      56.161  -1.962E-03      0.0000 
          22     1.50000       COMB1 Combination         Max       0.000      24.775  -1.962E-03      0.0000 
          22     2.00000       COMB1 Combination         Max       0.000      35.312  -1.962E-03      0.0000 
          22     2.00000       COMB1 Combination         Max       0.000       3.950  -1.962E-03      0.0000 
          22     2.35000       COMB1 Combination         Max       0.000      11.326  -1.962E-03      0.0000 
          22     0.15000       COMB1 Combination         Min       0.000      90.598  -1.962E-03      0.0000 
          22     0.50000       COMB1 Combination         Min       0.000      97.975  -1.962E-03      0.0000 
          22     0.50000       COMB1 Combination         Min       0.000      66.510  -1.962E-03      0.0000 
          22     1.00000       COMB1 Combination         Min       0.000      77.047  -1.962E-03      0.0000 
          22     1.00000       COMB1 Combination         Min       0.000      45.624  -1.962E-03      0.0000 
          22     1.25000       COMB1 Combination         Min       0.000      50.892  -1.962E-03      0.0000 
          22     1.50000       COMB1 Combination         Min       0.000      56.161  -1.962E-03      0.0000 
          22     1.50000       COMB1 Combination         Min       0.000      24.775  -1.962E-03      0.0000 
          22     2.00000       COMB1 Combination         Min       0.000      35.312  -1.962E-03      0.0000 
          22     2.00000       COMB1 Combination         Min       0.000       3.950  -1.962E-03      0.0000 
          22     2.35000       COMB1 Combination         Min       0.000      11.326  -1.962E-03      0.0000 
          22     0.15000       COMB2 Combination         Max       0.000     102.870  -3.015E-03      0.0000 
          22     0.50000       COMB2 Combination         Max       0.000     110.246  -3.015E-03      0.0000 
          22     0.50000       COMB2 Combination         Max       0.000      75.878  -3.015E-03      0.0000 
          22     1.00000       COMB2 Combination         Max       0.000      86.415  -3.015E-03      0.0000 
          22     1.00000       COMB2 Combination         Max       0.000      52.093  -3.015E-03      0.0000 
          22     1.25000       COMB2 Combination         Max       0.000      57.362  -3.015E-03      0.0000 
          22     1.50000       COMB2 Combination         Max       0.000      62.631  -3.015E-03      0.0000 
          22     1.50000       COMB2 Combination         Max       0.000      28.350  -3.015E-03      0.0000 
          22     2.00000       COMB2 Combination         Max       0.000      38.888  -3.015E-03      0.0000 
          22     2.00000       COMB2 Combination         Max       0.000       4.635  -3.015E-03      0.0000 
          22     2.35000       COMB2 Combination         Max       0.000      12.011  -3.015E-03      0.0000 
          22     0.15000       COMB2 Combination         Min       0.000     102.870  -3.015E-03      0.0000 
          22     0.50000       COMB2 Combination         Min       0.000     110.246  -3.015E-03      0.0000 
          22     0.50000       COMB2 Combination         Min       0.000      75.878  -3.015E-03      0.0000 
          22     1.00000       COMB2 Combination         Min       0.000      86.415  -3.015E-03      0.0000 
          22     1.00000       COMB2 Combination         Min       0.000      52.093  -3.015E-03      0.0000 
          22     1.25000       COMB2 Combination         Min       0.000      57.362  -3.015E-03      0.0000 
          22     1.50000       COMB2 Combination         Min       0.000      62.631  -3.015E-03      0.0000 
          22     1.50000       COMB2 Combination         Min       0.000      28.350  -3.015E-03      0.0000 
          22     2.00000       COMB2 Combination         Min       0.000      38.888  -3.015E-03      0.0000 
          22     2.00000       COMB2 Combination         Min       0.000       4.635  -3.015E-03      0.0000 
          22     2.35000       COMB2 Combination         Min       0.000      12.011  -3.015E-03      0.0000 
          22     0.15000       COMB3 Combination         Max       0.000      87.948  -1.701E-03      0.0000 
          22     0.50000       COMB3 Combination         Max       0.000      95.324  -1.701E-03      0.0000 
          22     0.50000       COMB3 Combination         Max       0.000      64.570  -1.701E-03      0.0000 
          22     1.00000       COMB3 Combination         Max       0.000      75.108  -1.701E-03      0.0000 
          22     1.00000       COMB3 Combination         Max       0.000      44.394  -1.701E-03      0.0000 
          22     1.25000       COMB3 Combination         Max       0.000      49.663  -1.701E-03      0.0000 
          22     1.50000       COMB3 Combination         Max       0.000      54.931  -1.701E-03      0.0000 
          22     1.50000       COMB3 Combination         Max       0.000      24.253  -1.701E-03      0.0000 
          22     2.00000       COMB3 Combination         Max       0.000      34.791  -1.701E-03      0.0000 
          22     2.00000       COMB3 Combination         Max       0.000       4.137  -1.701E-03      0.0000 
          22     2.35000       COMB3 Combination         Max       0.000      11.513  -1.701E-03      0.0000 
          22     0.15000       COMB3 Combination         Min       0.000      87.948  -1.701E-03      0.0000 
          22     0.50000       COMB3 Combination         Min       0.000      95.324  -1.701E-03      0.0000 
          22     0.50000       COMB3 Combination         Min       0.000      64.570  -1.701E-03      0.0000 
          22     1.00000       COMB3 Combination         Min       0.000      75.108  -1.701E-03      0.0000 
          22     1.00000       COMB3 Combination         Min       0.000      44.394  -1.701E-03      0.0000 
          22     1.25000       COMB3 Combination         Min       0.000      49.663  -1.701E-03      0.0000 
          22     1.50000       COMB3 Combination         Min       0.000      54.931  -1.701E-03      0.0000 
          22     1.50000       COMB3 Combination         Min       0.000      24.253  -1.701E-03      0.0000 
          22     2.00000       COMB3 Combination         Min       0.000      34.791  -1.701E-03      0.0000 
          22     2.00000       COMB3 Combination         Min       0.000       4.137  -1.701E-03      0.0000 
          22     2.35000       COMB3 Combination         Min       0.000      11.513  -1.701E-03      0.0000 
          22     0.15000       COMB4 Combination         Max       0.000      88.562   7.161E-03      0.0000 
          22     0.50000       COMB4 Combination         Max       0.000      95.938   7.161E-03      0.0000 
          22     0.50000       COMB4 Combination         Max       0.000      65.098   7.161E-03      0.0000 
          22     1.00000       COMB4 Combination         Max       0.000      75.635   7.161E-03      0.0000 
          22     1.00000       COMB4 Combination         Max       0.000      44.836   7.161E-03      0.0000 
          22     1.25000       COMB4 Combination         Max       0.000      50.105   7.161E-03      0.0000 
          22     1.50000       COMB4 Combination         Max       0.000      55.373   7.161E-03      0.0000 
          22     1.50000       COMB4 Combination         Max       0.000      24.610   7.161E-03      0.0000 
          22     2.00000       COMB4 Combination         Max       0.000      35.148   7.161E-03      0.0000 
          22     2.00000       COMB4 Combination         Max       0.000       4.409   7.161E-03      0.0000 
          22     2.35000       COMB4 Combination         Max       0.000      11.785   7.161E-03      0.0000 
          22     0.15000       COMB4 Combination         Min       0.000      88.562   7.161E-03      0.0000 
          22     0.50000       COMB4 Combination         Min       0.000      95.938   7.161E-03      0.0000 
          22     0.50000       COMB4 Combination         Min       0.000      65.098   7.161E-03      0.0000 
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          22     1.00000       COMB4 Combination         Min       0.000      75.635   7.161E-03      0.0000 
          22     1.00000       COMB4 Combination         Min       0.000      44.836   7.161E-03      0.0000 
          22     1.25000       COMB4 Combination         Min       0.000      50.105   7.161E-03      0.0000 
          22     1.50000       COMB4 Combination         Min       0.000      55.373   7.161E-03      0.0000 
          22     1.50000       COMB4 Combination         Min       0.000      24.610   7.161E-03      0.0000 
          22     2.00000       COMB4 Combination         Min       0.000      35.148   7.161E-03      0.0000 
          22     2.00000       COMB4 Combination         Min       0.000       4.409   7.161E-03      0.0000 
          22     2.35000       COMB4 Combination         Min       0.000      11.785   7.161E-03      0.0000 
          22     0.15000       COMB5 Combination         Max       0.000     100.220  -2.755E-03      0.0000 
          22     0.50000       COMB5 Combination         Max       0.000     107.596  -2.755E-03      0.0000 
          22     0.50000       COMB5 Combination         Max       0.000      73.938  -2.755E-03      0.0000 
          22     1.00000       COMB5 Combination         Max       0.000      84.476  -2.755E-03      0.0000 
          22     1.00000       COMB5 Combination         Max       0.000      50.863  -2.755E-03      0.0000 
          22     1.25000       COMB5 Combination         Max       0.000      56.132  -2.755E-03      0.0000 
          22     1.50000       COMB5 Combination         Max       0.000      61.401  -2.755E-03      0.0000 
          22     1.50000       COMB5 Combination         Max       0.000      27.829  -2.755E-03      0.0000 
          22     2.00000       COMB5 Combination         Max       0.000      38.367  -2.755E-03      0.0000 
          22     2.00000       COMB5 Combination         Max       0.000       4.822  -2.755E-03      0.0000 
          22     2.35000       COMB5 Combination         Max       0.000      12.198  -2.755E-03      0.0000 
          22     0.15000       COMB5 Combination         Min       0.000     100.220  -2.755E-03      0.0000 
          22     0.50000       COMB5 Combination         Min       0.000     107.596  -2.755E-03      0.0000 
          22     0.50000       COMB5 Combination         Min       0.000      73.938  -2.755E-03      0.0000 
          22     1.00000       COMB5 Combination         Min       0.000      84.476  -2.755E-03      0.0000 
          22     1.00000       COMB5 Combination         Min       0.000      50.863  -2.755E-03      0.0000 
          22     1.25000       COMB5 Combination         Min       0.000      56.132  -2.755E-03      0.0000 
          22     1.50000       COMB5 Combination         Min       0.000      61.401  -2.755E-03      0.0000 
          22     1.50000       COMB5 Combination         Min       0.000      27.829  -2.755E-03      0.0000 
          22     2.00000       COMB5 Combination         Min       0.000      38.367  -2.755E-03      0.0000 
          22     2.00000       COMB5 Combination         Min       0.000       4.822  -2.755E-03      0.0000 
          22     2.35000       COMB5 Combination         Min       0.000      12.198  -2.755E-03      0.0000 
          22     0.15000       COMB6 Combination         Max       0.000     100.834   6.108E-03      0.0000 
          22     0.50000       COMB6 Combination         Max       0.000     108.210   6.108E-03      0.0000 
          22     0.50000       COMB6 Combination         Max       0.000      74.466   6.108E-03      0.0000 
          22     1.00000       COMB6 Combination         Max       0.000      85.003   6.108E-03      0.0000 
          22     1.00000       COMB6 Combination         Max       0.000      51.305   6.108E-03      0.0000 
          22     1.25000       COMB6 Combination         Max       0.000      56.574   6.108E-03      0.0000 
          22     1.50000       COMB6 Combination         Max       0.000      61.843   6.108E-03      0.0000 
          22     1.50000       COMB6 Combination         Max       0.000      28.186   6.108E-03      0.0000 
          22     2.00000       COMB6 Combination         Max       0.000      38.724   6.108E-03      0.0000 
          22     2.00000       COMB6 Combination         Max       0.000       5.094   6.108E-03      0.0000 
          22     2.35000       COMB6 Combination         Max       0.000      12.470   6.108E-03      0.0000 
          22     0.15000       COMB6 Combination         Min       0.000     100.834   6.108E-03      0.0000 
          22     0.50000       COMB6 Combination         Min       0.000     108.210   6.108E-03      0.0000 
          22     0.50000       COMB6 Combination         Min       0.000      74.466   6.108E-03      0.0000 
          22     1.00000       COMB6 Combination         Min       0.000      85.003   6.108E-03      0.0000 
          22     1.00000       COMB6 Combination         Min       0.000      51.305   6.108E-03      0.0000 
          22     1.25000       COMB6 Combination         Min       0.000      56.574   6.108E-03      0.0000 
          22     1.50000       COMB6 Combination         Min       0.000      61.843   6.108E-03      0.0000 
          22     1.50000       COMB6 Combination         Min       0.000      28.186   6.108E-03      0.0000 
          22     2.00000       COMB6 Combination         Min       0.000      38.724   6.108E-03      0.0000 
          22     2.00000       COMB6 Combination         Min       0.000       5.094   6.108E-03      0.0000 
          22     2.35000       COMB6 Combination         Min       0.000      12.470   6.108E-03      0.0000 
          22     0.15000       COMB7 Combination         Max       0.000      78.434  -1.587E-03      0.0000 
          22     0.50000       COMB7 Combination         Max       0.000      85.811  -1.587E-03      0.0000 
          22     0.50000       COMB7 Combination         Max       0.000      54.397  -1.587E-03      0.0000 
          22     1.00000       COMB7 Combination         Max       0.000      64.934  -1.587E-03      0.0000 
          22     1.00000       COMB7 Combination         Max       0.000      33.554  -1.587E-03      0.0000 
          22     1.25000       COMB7 Combination         Max       0.000      38.823  -1.587E-03      0.0000 
          22     1.50000       COMB7 Combination         Max       0.000      44.092  -1.587E-03      0.0000 
          22     1.50000       COMB7 Combination         Max       0.000      12.740  -1.587E-03      0.0000 
          22     2.00000       COMB7 Combination         Max       0.000      23.277  -1.587E-03      0.0000 
          22     2.00000       COMB7 Combination         Max       0.000      -8.058  -1.587E-03      0.0000 
          22     2.35000       COMB7 Combination         Max       0.000      -0.682  -1.587E-03      0.0000 
          22     0.15000       COMB7 Combination         Min       0.000      78.434  -1.587E-03      0.0000 
          22     0.50000       COMB7 Combination         Min       0.000      85.811  -1.587E-03      0.0000 
          22     0.50000       COMB7 Combination         Min       0.000      54.397  -1.587E-03      0.0000 
          22     1.00000       COMB7 Combination         Min       0.000      64.934  -1.587E-03      0.0000 
          22     1.00000       COMB7 Combination         Min       0.000      33.554  -1.587E-03      0.0000 
          22     1.25000       COMB7 Combination         Min       0.000      38.823  -1.587E-03      0.0000 
          22     1.50000       COMB7 Combination         Min       0.000      44.092  -1.587E-03      0.0000 
          22     1.50000       COMB7 Combination         Min       0.000      12.740  -1.587E-03      0.0000 
          22     2.00000       COMB7 Combination         Min       0.000      23.277  -1.587E-03      0.0000 
          22     2.00000       COMB7 Combination         Min       0.000      -8.058  -1.587E-03      0.0000 
          22     2.35000       COMB7 Combination         Min       0.000      -0.682  -1.587E-03      0.0000 
          22     0.15000       COMB8 Combination         Max       0.000      90.706  -2.640E-03      0.0000 
          22     0.50000       COMB8 Combination         Max       0.000      98.082  -2.640E-03      0.0000 
          22     0.50000       COMB8 Combination         Max       0.000      63.765  -2.640E-03      0.0000 
          22     1.00000       COMB8 Combination         Max       0.000      74.302  -2.640E-03      0.0000 
          22     1.00000       COMB8 Combination         Max       0.000      40.024  -2.640E-03      0.0000 
          22     1.25000       COMB8 Combination         Max       0.000      45.293  -2.640E-03      0.0000 
          22     1.50000       COMB8 Combination         Max       0.000      50.561  -2.640E-03      0.0000 
          22     1.50000       COMB8 Combination         Max       0.000      16.316  -2.640E-03      0.0000 
          22     2.00000       COMB8 Combination         Max       0.000      26.853  -2.640E-03      0.0000 
          22     2.00000       COMB8 Combination         Max       0.000      -7.373  -2.640E-03      0.0000 
          22     2.35000       COMB8 Combination         Max       0.000   3.290E-03  -2.640E-03      0.0000 
          22     0.15000       COMB8 Combination         Min       0.000      90.706  -2.640E-03      0.0000 
          22     0.50000       COMB8 Combination         Min       0.000      98.082  -2.640E-03      0.0000 
          22     0.50000       COMB8 Combination         Min       0.000      63.765  -2.640E-03      0.0000 
          22     1.00000       COMB8 Combination         Min       0.000      74.302  -2.640E-03      0.0000 
          22     1.00000       COMB8 Combination         Min       0.000      40.024  -2.640E-03      0.0000 
          22     1.25000       COMB8 Combination         Min       0.000      45.293  -2.640E-03      0.0000 
          22     1.50000       COMB8 Combination         Min       0.000      50.561  -2.640E-03      0.0000 
          22     1.50000       COMB8 Combination         Min       0.000      16.316  -2.640E-03      0.0000 
          22     2.00000       COMB8 Combination         Min       0.000      26.853  -2.640E-03      0.0000 
          22     2.00000       COMB8 Combination         Min       0.000      -7.373  -2.640E-03      0.0000 
          22     2.35000       COMB8 Combination         Min       0.000   3.290E-03  -2.640E-03      0.0000 
          22     0.15000       COMB9 Combination         Max       0.000      75.784  -1.326E-03      0.0000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

127/ 799 

 
          22     0.50000       COMB9 Combination         Max       0.000      83.160  -1.326E-03      0.0000 
          22     0.50000       COMB9 Combination         Max       0.000      52.457  -1.326E-03      0.0000 
          22     1.00000       COMB9 Combination         Max       0.000      62.995  -1.326E-03      0.0000 
          22     1.00000       COMB9 Combination         Max       0.000      32.324  -1.326E-03      0.0000 
          22     1.25000       COMB9 Combination         Max       0.000      37.593  -1.326E-03      0.0000 
          22     1.50000       COMB9 Combination         Max       0.000      42.862  -1.326E-03      0.0000 
          22     1.50000       COMB9 Combination         Max       0.000      12.219  -1.326E-03      0.0000 
          22     2.00000       COMB9 Combination         Max       0.000      22.756  -1.326E-03      0.0000 
          22     2.00000       COMB9 Combination         Max       0.000      -7.871  -1.326E-03      0.0000 
          22     2.35000       COMB9 Combination         Max       0.000      -0.495  -1.326E-03      0.0000 
          22     0.15000       COMB9 Combination         Min       0.000      75.784  -1.326E-03      0.0000 
          22     0.50000       COMB9 Combination         Min       0.000      83.160  -1.326E-03      0.0000 
          22     0.50000       COMB9 Combination         Min       0.000      52.457  -1.326E-03      0.0000 
          22     1.00000       COMB9 Combination         Min       0.000      62.995  -1.326E-03      0.0000 
          22     1.00000       COMB9 Combination         Min       0.000      32.324  -1.326E-03      0.0000 
          22     1.25000       COMB9 Combination         Min       0.000      37.593  -1.326E-03      0.0000 
          22     1.50000       COMB9 Combination         Min       0.000      42.862  -1.326E-03      0.0000 
          22     1.50000       COMB9 Combination         Min       0.000      12.219  -1.326E-03      0.0000 
          22     2.00000       COMB9 Combination         Min       0.000      22.756  -1.326E-03      0.0000 
          22     2.00000       COMB9 Combination         Min       0.000      -7.871  -1.326E-03      0.0000 
          22     2.35000       COMB9 Combination         Min       0.000      -0.495  -1.326E-03      0.0000 
          22     0.15000      COMB10 Combination         Max       0.000      76.398   7.536E-03      0.0000 
          22     0.50000      COMB10 Combination         Max       0.000      83.774   7.536E-03      0.0000 
          22     0.50000      COMB10 Combination         Max       0.000      52.985   7.536E-03      0.0000 
          22     1.00000      COMB10 Combination         Max       0.000      63.523   7.536E-03      0.0000 
          22     1.00000      COMB10 Combination         Max       0.000      32.766   7.536E-03      0.0000 
          22     1.25000      COMB10 Combination         Max       0.000      38.035   7.536E-03      0.0000 
          22     1.50000      COMB10 Combination         Max       0.000      43.304   7.536E-03      0.0000 
          22     1.50000      COMB10 Combination         Max       0.000      12.575   7.536E-03      0.0000 
          22     2.00000      COMB10 Combination         Max       0.000      23.113   7.536E-03      0.0000 
          22     2.00000      COMB10 Combination         Max       0.000      -7.599   7.536E-03      0.0000 
          22     2.35000      COMB10 Combination         Max       0.000      -0.223   7.536E-03      0.0000 
          22     0.15000      COMB10 Combination         Min       0.000      76.398   7.536E-03      0.0000 
          22     0.50000      COMB10 Combination         Min       0.000      83.774   7.536E-03      0.0000 
          22     0.50000      COMB10 Combination         Min       0.000      52.985   7.536E-03      0.0000 
          22     1.00000      COMB10 Combination         Min       0.000      63.523   7.536E-03      0.0000 
          22     1.00000      COMB10 Combination         Min       0.000      32.766   7.536E-03      0.0000 
          22     1.25000      COMB10 Combination         Min       0.000      38.035   7.536E-03      0.0000 
          22     1.50000      COMB10 Combination         Min       0.000      43.304   7.536E-03      0.0000 
          22     1.50000      COMB10 Combination         Min       0.000      12.575   7.536E-03      0.0000 
          22     2.00000      COMB10 Combination         Min       0.000      23.113   7.536E-03      0.0000 
          22     2.00000      COMB10 Combination         Min       0.000      -7.599   7.536E-03      0.0000 
          22     2.35000      COMB10 Combination         Min       0.000      -0.223   7.536E-03      0.0000 
          22     0.15000      COMB11 Combination         Max       0.000      88.056  -2.380E-03      0.0000 
          22     0.50000      COMB11 Combination         Max       0.000      95.432  -2.380E-03      0.0000 
          22     0.50000      COMB11 Combination         Max       0.000      61.825  -2.380E-03      0.0000 
          22     1.00000      COMB11 Combination         Max       0.000      72.363  -2.380E-03      0.0000 
          22     1.00000      COMB11 Combination         Max       0.000      38.794  -2.380E-03      0.0000 
          22     1.25000      COMB11 Combination         Max       0.000      44.063  -2.380E-03      0.0000 
          22     1.50000      COMB11 Combination         Max       0.000      49.331  -2.380E-03      0.0000 
          22     1.50000      COMB11 Combination         Max       0.000      15.795  -2.380E-03      0.0000 
          22     2.00000      COMB11 Combination         Max       0.000      26.332  -2.380E-03      0.0000 
          22     2.00000      COMB11 Combination         Max       0.000      -7.186  -2.380E-03      0.0000 
          22     2.35000      COMB11 Combination         Max       0.000       0.191  -2.380E-03      0.0000 
          22     0.15000      COMB11 Combination         Min       0.000      88.056  -2.380E-03      0.0000 
          22     0.50000      COMB11 Combination         Min       0.000      95.432  -2.380E-03      0.0000 
          22     0.50000      COMB11 Combination         Min       0.000      61.825  -2.380E-03      0.0000 
          22     1.00000      COMB11 Combination         Min       0.000      72.363  -2.380E-03      0.0000 
          22     1.00000      COMB11 Combination         Min       0.000      38.794  -2.380E-03      0.0000 
          22     1.25000      COMB11 Combination         Min       0.000      44.063  -2.380E-03      0.0000 
          22     1.50000      COMB11 Combination         Min       0.000      49.331  -2.380E-03      0.0000 
          22     1.50000      COMB11 Combination         Min       0.000      15.795  -2.380E-03      0.0000 
          22     2.00000      COMB11 Combination         Min       0.000      26.332  -2.380E-03      0.0000 
          22     2.00000      COMB11 Combination         Min       0.000      -7.186  -2.380E-03      0.0000 
          22     2.35000      COMB11 Combination         Min       0.000       0.191  -2.380E-03      0.0000 
          22     0.15000      COMB12 Combination         Max       0.000      88.669   6.483E-03      0.0000 
          22     0.50000      COMB12 Combination         Max       0.000      96.046   6.483E-03      0.0000 
          22     0.50000      COMB12 Combination         Max       0.000      62.353   6.483E-03      0.0000 
          22     1.00000      COMB12 Combination         Max       0.000      72.891   6.483E-03      0.0000 
          22     1.00000      COMB12 Combination         Max       0.000      39.236   6.483E-03      0.0000 
          22     1.25000      COMB12 Combination         Max       0.000      44.505   6.483E-03      0.0000 
          22     1.50000      COMB12 Combination         Max       0.000      49.774   6.483E-03      0.0000 
          22     1.50000      COMB12 Combination         Max       0.000      16.151   6.483E-03      0.0000 
          22     2.00000      COMB12 Combination         Max       0.000      26.689   6.483E-03      0.0000 
          22     2.00000      COMB12 Combination         Max       0.000      -6.914   6.483E-03      0.0000 
          22     2.35000      COMB12 Combination         Max       0.000       0.462   6.483E-03      0.0000 
          22     0.15000      COMB12 Combination         Min       0.000      88.669   6.483E-03      0.0000 
          22     0.50000      COMB12 Combination         Min       0.000      96.046   6.483E-03      0.0000 
          22     0.50000      COMB12 Combination         Min       0.000      62.353   6.483E-03      0.0000 
          22     1.00000      COMB12 Combination         Min       0.000      72.891   6.483E-03      0.0000 
          22     1.00000      COMB12 Combination         Min       0.000      39.236   6.483E-03      0.0000 
          22     1.25000      COMB12 Combination         Min       0.000      44.505   6.483E-03      0.0000 
          22     1.50000      COMB12 Combination         Min       0.000      49.774   6.483E-03      0.0000 
          22     1.50000      COMB12 Combination         Min       0.000      16.151   6.483E-03      0.0000 
          22     2.00000      COMB12 Combination         Min       0.000      26.689   6.483E-03      0.0000 
          22     2.00000      COMB12 Combination         Min       0.000      -6.914   6.483E-03      0.0000 
          22     2.35000      COMB12 Combination         Min       0.000       0.462   6.483E-03      0.0000 
          22     0.15000      COMB13 Combination         Max       0.997     103.128       0.036      0.0000 
          22     0.50000      COMB13 Combination         Max       0.997     110.504       0.036      0.0000 
          22     0.50000      COMB13 Combination         Max       0.621      76.088       0.017      0.0000 
          22     1.00000      COMB13 Combination         Max       0.621      86.626       0.017      0.0000 
          22     1.00000      COMB13 Combination         Max   7.240E-07      52.257       0.012      0.0000 
          22     1.25000      COMB13 Combination         Max   7.240E-07      57.526       0.012      0.0000 
          22     1.50000      COMB13 Combination         Max   7.240E-07      62.794       0.012      0.0000 
          22     1.50000      COMB13 Combination         Max       0.621      28.467       0.038      0.0000 
          22     2.00000      COMB13 Combination         Max       0.621      39.004       0.038      0.0000 
          22     2.00000      COMB13 Combination         Max       0.997       4.704       0.050      0.0000 
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          22     2.35000      COMB13 Combination         Max       0.997      12.080       0.050      0.0000 
          22     0.15000      COMB13 Combination         Min      -0.997      90.448      -0.041      0.0000 
          22     0.50000      COMB13 Combination         Min      -0.997      97.824      -0.041      0.0000 
          22     0.50000      COMB13 Combination         Min      -0.621      63.554      -0.022      0.0000 
          22     1.00000      COMB13 Combination         Min      -0.621      74.092      -0.022      0.0000 
          22     1.00000      COMB13 Combination         Min  -7.240E-07      39.860      -0.018      0.0000 
          22     1.25000      COMB13 Combination         Min  -7.240E-07      45.129      -0.018      0.0000 
          22     1.50000      COMB13 Combination         Min  -7.240E-07      50.398      -0.018      0.0000 
          22     1.50000      COMB13 Combination         Min      -0.621      16.199      -0.044      0.0000 
          22     2.00000      COMB13 Combination         Min      -0.621      26.737      -0.044      0.0000 
          22     2.00000      COMB13 Combination         Min      -0.997      -7.442      -0.056      0.0000 
          22     2.35000      COMB13 Combination         Min      -0.997      -0.066      -0.056      0.0000 
          22     0.15000      COMB14 Combination         Max       0.023      99.408       0.447      0.0000 
          22     0.50000      COMB14 Combination         Max       0.023     106.785       0.447      0.0000 
          22     0.50000      COMB14 Combination         Max       0.015      72.172       0.213      0.0000 
          22     1.00000      COMB14 Combination         Max       0.015      82.710       0.213      0.0000 
          22     1.00000      COMB14 Combination         Max   6.961E-07      48.142       0.239      0.0000 
          22     1.25000      COMB14 Combination         Max   6.961E-07      53.410       0.239      0.0000 
          22     1.50000      COMB14 Combination         Max   6.961E-07      58.679       0.239      0.0000 
          22     1.50000      COMB14 Combination         Max       0.015      24.150       0.512      0.0000 
          22     2.00000      COMB14 Combination         Max       0.015      34.688       0.512      0.0000 
          22     2.00000      COMB14 Combination         Max       0.023       0.184       0.618      0.0000 
          22     2.35000      COMB14 Combination         Max       0.023       7.560       0.618      0.0000 
          22     0.15000      COMB14 Combination         Min      -0.023      94.168      -0.453      0.0000 
          22     0.50000      COMB14 Combination         Min      -0.023     101.544      -0.453      0.0000 
          22     0.50000      COMB14 Combination         Min      -0.015      67.470      -0.218      0.0000 
          22     1.00000      COMB14 Combination         Min      -0.015      78.008      -0.218      0.0000 
          22     1.00000      COMB14 Combination         Min  -6.961E-07      43.975      -0.245      0.0000 
          22     1.25000      COMB14 Combination         Min  -6.961E-07      49.244      -0.245      0.0000 
          22     1.50000      COMB14 Combination         Min  -6.961E-07      54.513      -0.245      0.0000 
          22     1.50000      COMB14 Combination         Min      -0.015      20.516      -0.517      0.0000 
          22     2.00000      COMB14 Combination         Min      -0.015      31.053      -0.517      0.0000 
          22     2.00000      COMB14 Combination         Min      -0.023      -2.922      -0.624      0.0000 
          22     2.35000      COMB14 Combination         Min      -0.023       4.454      -0.624      0.0000 
          22     0.15000         INV Combination         Max       0.997     103.128       0.447      0.0000 
          22     0.50000         INV Combination         Max       0.997     110.504       0.447      0.0000 
          22     0.50000         INV Combination         Max       0.621      76.088       0.213      0.0000 
          22     1.00000         INV Combination         Max       0.621      86.626       0.213      0.0000 
          22     1.00000         INV Combination         Max   7.240E-07      52.257       0.239      0.0000 
          22     1.25000         INV Combination         Max   7.240E-07      57.526       0.239      0.0000 
          22     1.50000         INV Combination         Max   7.240E-07      62.794       0.239      0.0000 
          22     1.50000         INV Combination         Max       0.621      28.467       0.512      0.0000 
          22     2.00000         INV Combination         Max       0.621      39.004       0.512      0.0000 
          22     2.00000         INV Combination         Max       0.997       5.094       0.618      0.0000 
          22     2.35000         INV Combination         Max       0.997      12.470       0.618      0.0000 
          22     0.15000         INV Combination         Min      -0.997      75.784      -0.453      0.0000 
          22     0.50000         INV Combination         Min      -0.997      83.160      -0.453      0.0000 
          22     0.50000         INV Combination         Min      -0.621      52.457      -0.218      0.0000 
          22     1.00000         INV Combination         Min      -0.621      62.995      -0.218      0.0000 
          22     1.00000         INV Combination         Min  -7.240E-07      32.324      -0.245      0.0000 
          22     1.25000         INV Combination         Min  -7.240E-07      37.593      -0.245      0.0000 
          22     1.50000         INV Combination         Min  -7.240E-07      42.862      -0.245      0.0000 
          22     1.50000         INV Combination         Min      -0.621      12.219      -0.517      0.0000 
          22     2.00000         INV Combination         Min      -0.621      22.756      -0.517      0.0000 
          22     2.00000         INV Combination         Min      -0.997      -8.058      -0.624      0.0000 
          22     2.35000         INV Combination         Min      -0.997      -0.682      -0.624      0.0000 
          23     0.15000          PP   LinStatic                   0.000      38.703   4.248E-05      0.0000 
          23     0.50000          PP   LinStatic                   0.000      44.329   4.248E-05      0.0000 
          23     0.50000          PP   LinStatic                   0.000      19.721   4.248E-05      0.0000 
          23     1.00000          PP   LinStatic                   0.000      27.758   4.248E-05      0.0000 
          23     1.00000          PP   LinStatic                   0.000       3.161   4.248E-05      0.0000 
          23     1.25000          PP   LinStatic                   0.000       7.180   4.248E-05      0.0000 
          23     1.50000          PP   LinStatic                   0.000      11.199   4.248E-05      0.0000 
          23     1.50000          PP   LinStatic                   0.000     -13.393   4.248E-05      0.0000 
          23     2.00000          PP   LinStatic                   0.000      -5.356   4.248E-05      0.0000 
          23     2.00000          PP   LinStatic                   0.000     -29.949   4.248E-05      0.0000 
          23     2.35000          PP   LinStatic                   0.000     -24.323   4.248E-05      0.0000 
          23     0.15000        PERM   LinStatic                   0.000       8.694  -1.180E-04      0.0000 
          23     0.50000        PERM   LinStatic                   0.000      10.444  -1.180E-04      0.0000 
          23     0.50000        PERM   LinStatic                   0.000       3.723  -1.180E-04      0.0000 
          23     1.00000        PERM   LinStatic                   0.000       6.223  -1.180E-04      0.0000 
          23     1.00000        PERM   LinStatic                   0.000      -0.495  -1.180E-04      0.0000 
          23     1.25000        PERM   LinStatic                   0.000       0.755  -1.180E-04      0.0000 
          23     1.50000        PERM   LinStatic                   0.000       2.005  -1.180E-04      0.0000 
          23     1.50000        PERM   LinStatic                   0.000      -4.714  -1.180E-04      0.0000 
          23     2.00000        PERM   LinStatic                   0.000      -2.214  -1.180E-04      0.0000 
          23     2.00000        PERM   LinStatic                   0.000      -8.933  -1.180E-04      0.0000 
          23     2.35000        PERM   LinStatic                   0.000      -7.183  -1.180E-04      0.0000 
          23     0.15000        NEVE   LinStatic                   0.000       6.291  -8.075E-05      0.0000 
          23     0.50000        NEVE   LinStatic                   0.000       6.291  -8.075E-05      0.0000 
          23     0.50000        NEVE   LinStatic                   0.000       3.403  -8.075E-05      0.0000 
          23     1.00000        NEVE   LinStatic                   0.000       3.403  -8.075E-05      0.0000 
          23     1.00000        NEVE   LinStatic                   0.000       0.516  -8.075E-05      0.0000 
          23     1.25000        NEVE   LinStatic                   0.000       0.516  -8.075E-05      0.0000 
          23     1.50000        NEVE   LinStatic                   0.000       0.516  -8.075E-05      0.0000 
          23     1.50000        NEVE   LinStatic                   0.000      -2.370  -8.075E-05      0.0000 
          23     2.00000        NEVE   LinStatic                   0.000      -2.370  -8.075E-05      0.0000 
          23     2.00000        NEVE   LinStatic                   0.000      -5.257  -8.075E-05      0.0000 
          23     2.35000        NEVE   LinStatic                   0.000      -5.257  -8.075E-05      0.0000 
          23     0.15000      VENTOX   LinStatic                   0.000      -1.239   1.925E-05      0.0000 
          23     0.50000      VENTOX   LinStatic                   0.000      -1.239   1.925E-05      0.0000 
          23     0.50000      VENTOX   LinStatic                   0.000      -0.531   1.925E-05      0.0000 
          23     1.00000      VENTOX   LinStatic                   0.000      -0.531   1.925E-05      0.0000 
          23     1.00000      VENTOX   LinStatic                   0.000       0.177   1.925E-05      0.0000 
          23     1.25000      VENTOX   LinStatic                   0.000       0.177   1.925E-05      0.0000 
          23     1.50000      VENTOX   LinStatic                   0.000       0.177   1.925E-05      0.0000 
          23     1.50000      VENTOX   LinStatic                   0.000       0.885   1.925E-05      0.0000 
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          23     2.00000      VENTOX   LinStatic                   0.000       0.885   1.925E-05      0.0000 
          23     2.00000      VENTOX   LinStatic                   0.000       1.593   1.925E-05      0.0000 
          23     2.35000      VENTOX   LinStatic                   0.000       1.593   1.925E-05      0.0000 
          23     0.15000      VENTOY   LinStatic                   0.000      -0.497  -4.657E-06      0.0000 
          23     0.50000      VENTOY   LinStatic                   0.000      -0.497  -4.657E-06      0.0000 
          23     0.50000      VENTOY   LinStatic                   0.000       0.126  -4.657E-06      0.0000 
          23     1.00000      VENTOY   LinStatic                   0.000       0.126  -4.657E-06      0.0000 
          23     1.00000      VENTOY   LinStatic                   0.000       0.750  -4.657E-06      0.0000 
          23     1.25000      VENTOY   LinStatic                   0.000       0.750  -4.657E-06      0.0000 
          23     1.50000      VENTOY   LinStatic                   0.000       0.750  -4.657E-06      0.0000 
          23     1.50000      VENTOY   LinStatic                   0.000       1.374  -4.657E-06      0.0000 
          23     2.00000      VENTOY   LinStatic                   0.000       1.374  -4.657E-06      0.0000 
          23     2.00000      VENTOY   LinStatic                   0.000       1.999  -4.657E-06      0.0000 
          23     2.35000      VENTOY   LinStatic                   0.000       1.999  -4.657E-06      0.0000 
          23     0.15000      SISMAX LinRespSpec         Max       1.154       5.304       0.050      0.0000 
          23     0.50000      SISMAX LinRespSpec         Max       1.154       5.304       0.050      0.0000 
          23     0.50000      SISMAX LinRespSpec         Max       0.719       5.247       0.035      0.0000 
          23     1.00000      SISMAX LinRespSpec         Max       0.719       5.247       0.035      0.0000 
          23     1.00000      SISMAX LinRespSpec         Max   1.805E-06       5.194       0.019      0.0000 
          23     1.25000      SISMAX LinRespSpec         Max   1.805E-06       5.194       0.019      0.0000 
          23     1.50000      SISMAX LinRespSpec         Max   1.805E-06       5.194       0.019      0.0000 
          23     1.50000      SISMAX LinRespSpec         Max       0.719       5.143       0.038      0.0000 
          23     2.00000      SISMAX LinRespSpec         Max       0.719       5.143       0.038      0.0000 
          23     2.00000      SISMAX LinRespSpec         Max       1.154       5.096       0.052      0.0000 
          23     2.35000      SISMAX LinRespSpec         Max       1.154       5.096       0.052      0.0000 
          23     0.15000      SISMAY LinRespSpec         Max       0.203       2.865       0.828      0.0000 
          23     0.50000      SISMAY LinRespSpec         Max       0.203       2.865       0.828      0.0000 
          23     0.50000      SISMAY LinRespSpec         Max       0.126       2.603       0.522      0.0000 
          23     1.00000      SISMAY LinRespSpec         Max       0.126       2.603       0.522      0.0000 
          23     1.00000      SISMAY LinRespSpec         Max   1.276E-06       2.343       0.162      0.0000 
          23     1.25000      SISMAY LinRespSpec         Max   1.276E-06       2.343       0.162      0.0000 
          23     1.50000      SISMAY LinRespSpec         Max   1.276E-06       2.343       0.162      0.0000 
          23     1.50000      SISMAY LinRespSpec         Max       0.126       2.085       0.643      0.0000 
          23     2.00000      SISMAY LinRespSpec         Max       0.126       2.085       0.643      0.0000 
          23     2.00000      SISMAY LinRespSpec         Max       0.203       1.830       0.873      0.0000 
          23     2.35000      SISMAY LinRespSpec         Max       0.203       1.830       0.873      0.0000 
          23     0.15000        TERM   LinStatic                   0.000       4.510   3.232E-05      0.0000 
          23     0.50000        TERM   LinStatic                   0.000       4.510   3.232E-05      0.0000 
          23     0.50000        TERM   LinStatic                   0.000       4.500   3.232E-05      0.0000 
          23     1.00000        TERM   LinStatic                   0.000       4.500   3.232E-05      0.0000 
          23     1.00000        TERM   LinStatic                   0.000       4.494   3.232E-05      0.0000 
          23     1.25000        TERM   LinStatic                   0.000       4.494   3.232E-05      0.0000 
          23     1.50000        TERM   LinStatic                   0.000       4.494   3.232E-05      0.0000 
          23     1.50000        TERM   LinStatic                   0.000       4.490   3.232E-05      0.0000 
          23     2.00000        TERM   LinStatic                   0.000       4.490   3.232E-05      0.0000 
          23     2.00000        TERM   LinStatic                   0.000       4.490   3.232E-05      0.0000 
          23     2.35000        TERM   LinStatic                   0.000       4.490   3.232E-05      0.0000 
          23     0.15000       COMB1 Combination         Max       0.000      51.907  -4.323E-05      0.0000 
          23     0.50000       COMB1 Combination         Max       0.000      59.284  -4.323E-05      0.0000 
          23     0.50000       COMB1 Combination         Max       0.000      27.945  -4.323E-05      0.0000 
          23     1.00000       COMB1 Combination         Max       0.000      38.482  -4.323E-05      0.0000 
          23     1.00000       COMB1 Combination         Max       0.000       7.160  -4.323E-05      0.0000 
          23     1.25000       COMB1 Combination         Max       0.000      12.428  -4.323E-05      0.0000 
          23     1.50000       COMB1 Combination         Max       0.000      17.697  -4.323E-05      0.0000 
          23     1.50000       COMB1 Combination         Max       0.000     -13.616  -4.323E-05      0.0000 
          23     2.00000       COMB1 Combination         Max       0.000      -3.079  -4.323E-05      0.0000 
          23     2.00000       COMB1 Combination         Max       0.000     -34.393  -4.323E-05      0.0000 
          23     2.35000       COMB1 Combination         Max       0.000     -27.017  -4.323E-05      0.0000 
          23     0.15000       COMB1 Combination         Min       0.000      51.907  -4.323E-05      0.0000 
          23     0.50000       COMB1 Combination         Min       0.000      59.284  -4.323E-05      0.0000 
          23     0.50000       COMB1 Combination         Min       0.000      27.945  -4.323E-05      0.0000 
          23     1.00000       COMB1 Combination         Min       0.000      38.482  -4.323E-05      0.0000 
          23     1.00000       COMB1 Combination         Min       0.000       7.160  -4.323E-05      0.0000 
          23     1.25000       COMB1 Combination         Min       0.000      12.428  -4.323E-05      0.0000 
          23     1.50000       COMB1 Combination         Min       0.000      17.697  -4.323E-05      0.0000 
          23     1.50000       COMB1 Combination         Min       0.000     -13.616  -4.323E-05      0.0000 
          23     2.00000       COMB1 Combination         Min       0.000      -3.079  -4.323E-05      0.0000 
          23     2.00000       COMB1 Combination         Min       0.000     -34.393  -4.323E-05      0.0000 
          23     2.35000       COMB1 Combination         Min       0.000     -27.017  -4.323E-05      0.0000 
          23     0.15000       COMB2 Combination         Max       0.000      58.198  -1.240E-04      0.0000 
          23     0.50000       COMB2 Combination         Max       0.000      65.575  -1.240E-04      0.0000 
          23     0.50000       COMB2 Combination         Max       0.000      31.347  -1.240E-04      0.0000 
          23     1.00000       COMB2 Combination         Max       0.000      41.885  -1.240E-04      0.0000 
          23     1.00000       COMB2 Combination         Max       0.000       7.676  -1.240E-04      0.0000 
          23     1.25000       COMB2 Combination         Max       0.000      12.945  -1.240E-04      0.0000 
          23     1.50000       COMB2 Combination         Max       0.000      18.213  -1.240E-04      0.0000 
          23     1.50000       COMB2 Combination         Max       0.000     -15.986  -1.240E-04      0.0000 
          23     2.00000       COMB2 Combination         Max       0.000      -5.449  -1.240E-04      0.0000 
          23     2.00000       COMB2 Combination         Max       0.000     -39.650  -1.240E-04      0.0000 
          23     2.35000       COMB2 Combination         Max       0.000     -32.274  -1.240E-04      0.0000 
          23     0.15000       COMB2 Combination         Min       0.000      58.198  -1.240E-04      0.0000 
          23     0.50000       COMB2 Combination         Min       0.000      65.575  -1.240E-04      0.0000 
          23     0.50000       COMB2 Combination         Min       0.000      31.347  -1.240E-04      0.0000 
          23     1.00000       COMB2 Combination         Min       0.000      41.885  -1.240E-04      0.0000 
          23     1.00000       COMB2 Combination         Min       0.000       7.676  -1.240E-04      0.0000 
          23     1.25000       COMB2 Combination         Min       0.000      12.945  -1.240E-04      0.0000 
          23     1.50000       COMB2 Combination         Min       0.000      18.213  -1.240E-04      0.0000 
          23     1.50000       COMB2 Combination         Min       0.000     -15.986  -1.240E-04      0.0000 
          23     2.00000       COMB2 Combination         Min       0.000      -5.449  -1.240E-04      0.0000 
          23     2.00000       COMB2 Combination         Min       0.000     -39.650  -1.240E-04      0.0000 
          23     2.35000       COMB2 Combination         Min       0.000     -32.274  -1.240E-04      0.0000 
          23     0.15000       COMB3 Combination         Max       0.000      50.668  -2.398E-05      0.0000 
          23     0.50000       COMB3 Combination         Max       0.000      58.045  -2.398E-05      0.0000 
          23     0.50000       COMB3 Combination         Max       0.000      27.414  -2.398E-05      0.0000 
          23     1.00000       COMB3 Combination         Max       0.000      37.951  -2.398E-05      0.0000 
          23     1.00000       COMB3 Combination         Max       0.000       7.336  -2.398E-05      0.0000 
          23     1.25000       COMB3 Combination         Max       0.000      12.605  -2.398E-05      0.0000 
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          23     1.50000       COMB3 Combination         Max       0.000      17.874  -2.398E-05      0.0000 
          23     1.50000       COMB3 Combination         Max       0.000     -12.732  -2.398E-05      0.0000 
          23     2.00000       COMB3 Combination         Max       0.000      -2.194  -2.398E-05      0.0000 
          23     2.00000       COMB3 Combination         Max       0.000     -32.800  -2.398E-05      0.0000 
          23     2.35000       COMB3 Combination         Max       0.000     -25.424  -2.398E-05      0.0000 
          23     0.15000       COMB3 Combination         Min       0.000      50.668  -2.398E-05      0.0000 
          23     0.50000       COMB3 Combination         Min       0.000      58.045  -2.398E-05      0.0000 
          23     0.50000       COMB3 Combination         Min       0.000      27.414  -2.398E-05      0.0000 
          23     1.00000       COMB3 Combination         Min       0.000      37.951  -2.398E-05      0.0000 
          23     1.00000       COMB3 Combination         Min       0.000       7.336  -2.398E-05      0.0000 
          23     1.25000       COMB3 Combination         Min       0.000      12.605  -2.398E-05      0.0000 
          23     1.50000       COMB3 Combination         Min       0.000      17.874  -2.398E-05      0.0000 
          23     1.50000       COMB3 Combination         Min       0.000     -12.732  -2.398E-05      0.0000 
          23     2.00000       COMB3 Combination         Min       0.000      -2.194  -2.398E-05      0.0000 
          23     2.00000       COMB3 Combination         Min       0.000     -32.800  -2.398E-05      0.0000 
          23     2.35000       COMB3 Combination         Min       0.000     -25.424  -2.398E-05      0.0000 
          23     0.15000       COMB4 Combination         Max       0.000      51.411  -4.788E-05      0.0000 
          23     0.50000       COMB4 Combination         Max       0.000      58.787  -4.788E-05      0.0000 
          23     0.50000       COMB4 Combination         Max       0.000      28.071  -4.788E-05      0.0000 
          23     1.00000       COMB4 Combination         Max       0.000      38.609  -4.788E-05      0.0000 
          23     1.00000       COMB4 Combination         Max       0.000       7.909  -4.788E-05      0.0000 
          23     1.25000       COMB4 Combination         Max       0.000      13.178  -4.788E-05      0.0000 
          23     1.50000       COMB4 Combination         Max       0.000      18.447  -4.788E-05      0.0000 
          23     1.50000       COMB4 Combination         Max       0.000     -12.243  -4.788E-05      0.0000 
          23     2.00000       COMB4 Combination         Max       0.000      -1.705  -4.788E-05      0.0000 
          23     2.00000       COMB4 Combination         Max       0.000     -32.394  -4.788E-05      0.0000 
          23     2.35000       COMB4 Combination         Max       0.000     -25.018  -4.788E-05      0.0000 
          23     0.15000       COMB4 Combination         Min       0.000      51.411  -4.788E-05      0.0000 
          23     0.50000       COMB4 Combination         Min       0.000      58.787  -4.788E-05      0.0000 
          23     0.50000       COMB4 Combination         Min       0.000      28.071  -4.788E-05      0.0000 
          23     1.00000       COMB4 Combination         Min       0.000      38.609  -4.788E-05      0.0000 
          23     1.00000       COMB4 Combination         Min       0.000       7.909  -4.788E-05      0.0000 
          23     1.25000       COMB4 Combination         Min       0.000      13.178  -4.788E-05      0.0000 
          23     1.50000       COMB4 Combination         Min       0.000      18.447  -4.788E-05      0.0000 
          23     1.50000       COMB4 Combination         Min       0.000     -12.243  -4.788E-05      0.0000 
          23     2.00000       COMB4 Combination         Min       0.000      -1.705  -4.788E-05      0.0000 
          23     2.00000       COMB4 Combination         Min       0.000     -32.394  -4.788E-05      0.0000 
          23     2.35000       COMB4 Combination         Min       0.000     -25.018  -4.788E-05      0.0000 
          23     0.15000       COMB5 Combination         Max       0.000      56.959  -1.047E-04      0.0000 
          23     0.50000       COMB5 Combination         Max       0.000      64.336  -1.047E-04      0.0000 
          23     0.50000       COMB5 Combination         Max       0.000      30.816  -1.047E-04      0.0000 
          23     1.00000       COMB5 Combination         Max       0.000      41.354  -1.047E-04      0.0000 
          23     1.00000       COMB5 Combination         Max       0.000       7.853  -1.047E-04      0.0000 
          23     1.25000       COMB5 Combination         Max       0.000      13.121  -1.047E-04      0.0000 
          23     1.50000       COMB5 Combination         Max       0.000      18.390  -1.047E-04      0.0000 
          23     1.50000       COMB5 Combination         Max       0.000     -15.102  -1.047E-04      0.0000 
          23     2.00000       COMB5 Combination         Max       0.000      -4.564  -1.047E-04      0.0000 
          23     2.00000       COMB5 Combination         Max       0.000     -38.057  -1.047E-04      0.0000 
          23     2.35000       COMB5 Combination         Max       0.000     -30.681  -1.047E-04      0.0000 
          23     0.15000       COMB5 Combination         Min       0.000      56.959  -1.047E-04      0.0000 
          23     0.50000       COMB5 Combination         Min       0.000      64.336  -1.047E-04      0.0000 
          23     0.50000       COMB5 Combination         Min       0.000      30.816  -1.047E-04      0.0000 
          23     1.00000       COMB5 Combination         Min       0.000      41.354  -1.047E-04      0.0000 
          23     1.00000       COMB5 Combination         Min       0.000       7.853  -1.047E-04      0.0000 
          23     1.25000       COMB5 Combination         Min       0.000      13.121  -1.047E-04      0.0000 
          23     1.50000       COMB5 Combination         Min       0.000      18.390  -1.047E-04      0.0000 
          23     1.50000       COMB5 Combination         Min       0.000     -15.102  -1.047E-04      0.0000 
          23     2.00000       COMB5 Combination         Min       0.000      -4.564  -1.047E-04      0.0000 
          23     2.00000       COMB5 Combination         Min       0.000     -38.057  -1.047E-04      0.0000 
          23     2.35000       COMB5 Combination         Min       0.000     -30.681  -1.047E-04      0.0000 
          23     0.15000       COMB6 Combination         Max       0.000      57.702  -1.286E-04      0.0000 
          23     0.50000       COMB6 Combination         Max       0.000      65.078  -1.286E-04      0.0000 
          23     0.50000       COMB6 Combination         Max       0.000      31.474  -1.286E-04      0.0000 
          23     1.00000       COMB6 Combination         Max       0.000      42.011  -1.286E-04      0.0000 
          23     1.00000       COMB6 Combination         Max       0.000       8.426  -1.286E-04      0.0000 
          23     1.25000       COMB6 Combination         Max       0.000      13.695  -1.286E-04      0.0000 
          23     1.50000       COMB6 Combination         Max       0.000      18.963  -1.286E-04      0.0000 
          23     1.50000       COMB6 Combination         Max       0.000     -14.613  -1.286E-04      0.0000 
          23     2.00000       COMB6 Combination         Max       0.000      -4.075  -1.286E-04      0.0000 
          23     2.00000       COMB6 Combination         Max       0.000     -37.651  -1.286E-04      0.0000 
          23     2.35000       COMB6 Combination         Max       0.000     -30.275  -1.286E-04      0.0000 
          23     0.15000       COMB6 Combination         Min       0.000      57.702  -1.286E-04      0.0000 
          23     0.50000       COMB6 Combination         Min       0.000      65.078  -1.286E-04      0.0000 
          23     0.50000       COMB6 Combination         Min       0.000      31.474  -1.286E-04      0.0000 
          23     1.00000       COMB6 Combination         Min       0.000      42.011  -1.286E-04      0.0000 
          23     1.00000       COMB6 Combination         Min       0.000       8.426  -1.286E-04      0.0000 
          23     1.25000       COMB6 Combination         Min       0.000      13.695  -1.286E-04      0.0000 
          23     1.50000       COMB6 Combination         Min       0.000      18.963  -1.286E-04      0.0000 
          23     1.50000       COMB6 Combination         Min       0.000     -14.613  -1.286E-04      0.0000 
          23     2.00000       COMB6 Combination         Min       0.000      -4.075  -1.286E-04      0.0000 
          23     2.00000       COMB6 Combination         Min       0.000     -37.651  -1.286E-04      0.0000 
          23     2.35000       COMB6 Combination         Min       0.000     -30.275  -1.286E-04      0.0000 
          23     0.15000       COMB7 Combination         Max       0.000      42.888  -1.079E-04      0.0000 
          23     0.50000       COMB7 Combination         Max       0.000      50.264  -1.079E-04      0.0000 
          23     0.50000       COMB7 Combination         Max       0.000      18.944  -1.079E-04      0.0000 
          23     1.00000       COMB7 Combination         Max       0.000      29.481  -1.079E-04      0.0000 
          23     1.00000       COMB7 Combination         Max       0.000      -1.828  -1.079E-04      0.0000 
          23     1.25000       COMB7 Combination         Max       0.000       3.441  -1.079E-04      0.0000 
          23     1.50000       COMB7 Combination         Max       0.000       8.710  -1.079E-04      0.0000 
          23     1.50000       COMB7 Combination         Max       0.000     -22.597  -1.079E-04      0.0000 
          23     2.00000       COMB7 Combination         Max       0.000     -12.060  -1.079E-04      0.0000 
          23     2.00000       COMB7 Combination         Max       0.000     -43.372  -1.079E-04      0.0000 
          23     2.35000       COMB7 Combination         Max       0.000     -35.996  -1.079E-04      0.0000 
          23     0.15000       COMB7 Combination         Min       0.000      42.888  -1.079E-04      0.0000 
          23     0.50000       COMB7 Combination         Min       0.000      50.264  -1.079E-04      0.0000 
          23     0.50000       COMB7 Combination         Min       0.000      18.944  -1.079E-04      0.0000 
          23     1.00000       COMB7 Combination         Min       0.000      29.481  -1.079E-04      0.0000 
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          23     1.00000       COMB7 Combination         Min       0.000      -1.828  -1.079E-04      0.0000 
          23     1.25000       COMB7 Combination         Min       0.000       3.441  -1.079E-04      0.0000 
          23     1.50000       COMB7 Combination         Min       0.000       8.710  -1.079E-04      0.0000 
          23     1.50000       COMB7 Combination         Min       0.000     -22.597  -1.079E-04      0.0000 
          23     2.00000       COMB7 Combination         Min       0.000     -12.060  -1.079E-04      0.0000 
          23     2.00000       COMB7 Combination         Min       0.000     -43.372  -1.079E-04      0.0000 
          23     2.35000       COMB7 Combination         Min       0.000     -35.996  -1.079E-04      0.0000 
          23     0.15000       COMB8 Combination         Max       0.000      49.179  -1.886E-04      0.0000 
          23     0.50000       COMB8 Combination         Max       0.000      56.555  -1.886E-04      0.0000 
          23     0.50000       COMB8 Combination         Max       0.000      22.347  -1.886E-04      0.0000 
          23     1.00000       COMB8 Combination         Max       0.000      32.884  -1.886E-04      0.0000 
          23     1.00000       COMB8 Combination         Max       0.000      -1.311  -1.886E-04      0.0000 
          23     1.25000       COMB8 Combination         Max       0.000       3.957  -1.886E-04      0.0000 
          23     1.50000       COMB8 Combination         Max       0.000       9.226  -1.886E-04      0.0000 
          23     1.50000       COMB8 Combination         Max       0.000     -24.967  -1.886E-04      0.0000 
          23     2.00000       COMB8 Combination         Max       0.000     -14.429  -1.886E-04      0.0000 
          23     2.00000       COMB8 Combination         Max       0.000     -48.629  -1.886E-04      0.0000 
          23     2.35000       COMB8 Combination         Max       0.000     -41.253  -1.886E-04      0.0000 
          23     0.15000       COMB8 Combination         Min       0.000      49.179  -1.886E-04      0.0000 
          23     0.50000       COMB8 Combination         Min       0.000      56.555  -1.886E-04      0.0000 
          23     0.50000       COMB8 Combination         Min       0.000      22.347  -1.886E-04      0.0000 
          23     1.00000       COMB8 Combination         Min       0.000      32.884  -1.886E-04      0.0000 
          23     1.00000       COMB8 Combination         Min       0.000      -1.311  -1.886E-04      0.0000 
          23     1.25000       COMB8 Combination         Min       0.000       3.957  -1.886E-04      0.0000 
          23     1.50000       COMB8 Combination         Min       0.000       9.226  -1.886E-04      0.0000 
          23     1.50000       COMB8 Combination         Min       0.000     -24.967  -1.886E-04      0.0000 
          23     2.00000       COMB8 Combination         Min       0.000     -14.429  -1.886E-04      0.0000 
          23     2.00000       COMB8 Combination         Min       0.000     -48.629  -1.886E-04      0.0000 
          23     2.35000       COMB8 Combination         Min       0.000     -41.253  -1.886E-04      0.0000 
          23     0.15000       COMB9 Combination         Max       0.000      41.649  -8.861E-05      0.0000 
          23     0.50000       COMB9 Combination         Max       0.000      49.025  -8.861E-05      0.0000 
          23     0.50000       COMB9 Combination         Max       0.000      18.413  -8.861E-05      0.0000 
          23     1.00000       COMB9 Combination         Max       0.000      28.950  -8.861E-05      0.0000 
          23     1.00000       COMB9 Combination         Max       0.000      -1.651  -8.861E-05      0.0000 
          23     1.25000       COMB9 Combination         Max       0.000       3.618  -8.861E-05      0.0000 
          23     1.50000       COMB9 Combination         Max       0.000       8.886  -8.861E-05      0.0000 
          23     1.50000       COMB9 Combination         Max       0.000     -21.712  -8.861E-05      0.0000 
          23     2.00000       COMB9 Combination         Max       0.000     -11.175  -8.861E-05      0.0000 
          23     2.00000       COMB9 Combination         Max       0.000     -41.780  -8.861E-05      0.0000 
          23     2.35000       COMB9 Combination         Max       0.000     -34.403  -8.861E-05      0.0000 
          23     0.15000       COMB9 Combination         Min       0.000      41.649  -8.861E-05      0.0000 
          23     0.50000       COMB9 Combination         Min       0.000      49.025  -8.861E-05      0.0000 
          23     0.50000       COMB9 Combination         Min       0.000      18.413  -8.861E-05      0.0000 
          23     1.00000       COMB9 Combination         Min       0.000      28.950  -8.861E-05      0.0000 
          23     1.00000       COMB9 Combination         Min       0.000      -1.651  -8.861E-05      0.0000 
          23     1.25000       COMB9 Combination         Min       0.000       3.618  -8.861E-05      0.0000 
          23     1.50000       COMB9 Combination         Min       0.000       8.886  -8.861E-05      0.0000 
          23     1.50000       COMB9 Combination         Min       0.000     -21.712  -8.861E-05      0.0000 
          23     2.00000       COMB9 Combination         Min       0.000     -11.175  -8.861E-05      0.0000 
          23     2.00000       COMB9 Combination         Min       0.000     -41.780  -8.861E-05      0.0000 
          23     2.35000       COMB9 Combination         Min       0.000     -34.403  -8.861E-05      0.0000 
          23     0.15000      COMB10 Combination         Max       0.000      42.391  -1.125E-04      0.0000 
          23     0.50000      COMB10 Combination         Max       0.000      49.767  -1.125E-04      0.0000 
          23     0.50000      COMB10 Combination         Max       0.000      19.070  -1.125E-04      0.0000 
          23     1.00000      COMB10 Combination         Max       0.000      29.608  -1.125E-04      0.0000 
          23     1.00000      COMB10 Combination         Max       0.000      -1.078  -1.125E-04      0.0000 
          23     1.25000      COMB10 Combination         Max       0.000       4.191  -1.125E-04      0.0000 
          23     1.50000      COMB10 Combination         Max       0.000       9.460  -1.125E-04      0.0000 
          23     1.50000      COMB10 Combination         Max       0.000     -21.223  -1.125E-04      0.0000 
          23     2.00000      COMB10 Combination         Max       0.000     -10.686  -1.125E-04      0.0000 
          23     2.00000      COMB10 Combination         Max       0.000     -41.374  -1.125E-04      0.0000 
          23     2.35000      COMB10 Combination         Max       0.000     -33.998  -1.125E-04      0.0000 
          23     0.15000      COMB10 Combination         Min       0.000      42.391  -1.125E-04      0.0000 
          23     0.50000      COMB10 Combination         Min       0.000      49.767  -1.125E-04      0.0000 
          23     0.50000      COMB10 Combination         Min       0.000      19.070  -1.125E-04      0.0000 
          23     1.00000      COMB10 Combination         Min       0.000      29.608  -1.125E-04      0.0000 
          23     1.00000      COMB10 Combination         Min       0.000      -1.078  -1.125E-04      0.0000 
          23     1.25000      COMB10 Combination         Min       0.000       4.191  -1.125E-04      0.0000 
          23     1.50000      COMB10 Combination         Min       0.000       9.460  -1.125E-04      0.0000 
          23     1.50000      COMB10 Combination         Min       0.000     -21.223  -1.125E-04      0.0000 
          23     2.00000      COMB10 Combination         Min       0.000     -10.686  -1.125E-04      0.0000 
          23     2.00000      COMB10 Combination         Min       0.000     -41.374  -1.125E-04      0.0000 
          23     2.35000      COMB10 Combination         Min       0.000     -33.998  -1.125E-04      0.0000 
          23     0.15000      COMB11 Combination         Max       0.000      47.940  -1.694E-04      0.0000 
          23     0.50000      COMB11 Combination         Max       0.000      55.316  -1.694E-04      0.0000 
          23     0.50000      COMB11 Combination         Max       0.000      21.816  -1.694E-04      0.0000 
          23     1.00000      COMB11 Combination         Max       0.000      32.353  -1.694E-04      0.0000 
          23     1.00000      COMB11 Combination         Max       0.000      -1.135  -1.694E-04      0.0000 
          23     1.25000      COMB11 Combination         Max       0.000       4.134  -1.694E-04      0.0000 
          23     1.50000      COMB11 Combination         Max       0.000       9.403  -1.694E-04      0.0000 
          23     1.50000      COMB11 Combination         Max       0.000     -24.082  -1.694E-04      0.0000 
          23     2.00000      COMB11 Combination         Max       0.000     -13.545  -1.694E-04      0.0000 
          23     2.00000      COMB11 Combination         Max       0.000     -47.037  -1.694E-04      0.0000 
          23     2.35000      COMB11 Combination         Max       0.000     -39.660  -1.694E-04      0.0000 
          23     0.15000      COMB11 Combination         Min       0.000      47.940  -1.694E-04      0.0000 
          23     0.50000      COMB11 Combination         Min       0.000      55.316  -1.694E-04      0.0000 
          23     0.50000      COMB11 Combination         Min       0.000      21.816  -1.694E-04      0.0000 
          23     1.00000      COMB11 Combination         Min       0.000      32.353  -1.694E-04      0.0000 
          23     1.00000      COMB11 Combination         Min       0.000      -1.135  -1.694E-04      0.0000 
          23     1.25000      COMB11 Combination         Min       0.000       4.134  -1.694E-04      0.0000 
          23     1.50000      COMB11 Combination         Min       0.000       9.403  -1.694E-04      0.0000 
          23     1.50000      COMB11 Combination         Min       0.000     -24.082  -1.694E-04      0.0000 
          23     2.00000      COMB11 Combination         Min       0.000     -13.545  -1.694E-04      0.0000 
          23     2.00000      COMB11 Combination         Min       0.000     -47.037  -1.694E-04      0.0000 
          23     2.35000      COMB11 Combination         Min       0.000     -39.660  -1.694E-04      0.0000 
          23     0.15000      COMB12 Combination         Max       0.000      48.682  -1.933E-04      0.0000 
          23     0.50000      COMB12 Combination         Max       0.000      56.058  -1.933E-04      0.0000 
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          23     0.50000      COMB12 Combination         Max       0.000      22.473  -1.933E-04      0.0000 
          23     1.00000      COMB12 Combination         Max       0.000      33.011  -1.933E-04      0.0000 
          23     1.00000      COMB12 Combination         Max       0.000      -0.562  -1.933E-04      0.0000 
          23     1.25000      COMB12 Combination         Max       0.000       4.707  -1.933E-04      0.0000 
          23     1.50000      COMB12 Combination         Max       0.000       9.976  -1.933E-04      0.0000 
          23     1.50000      COMB12 Combination         Max       0.000     -23.593  -1.933E-04      0.0000 
          23     2.00000      COMB12 Combination         Max       0.000     -13.056  -1.933E-04      0.0000 
          23     2.00000      COMB12 Combination         Max       0.000     -46.631  -1.933E-04      0.0000 
          23     2.35000      COMB12 Combination         Max       0.000     -39.255  -1.933E-04      0.0000 
          23     0.15000      COMB12 Combination         Min       0.000      48.682  -1.933E-04      0.0000 
          23     0.50000      COMB12 Combination         Min       0.000      56.058  -1.933E-04      0.0000 
          23     0.50000      COMB12 Combination         Min       0.000      22.473  -1.933E-04      0.0000 
          23     1.00000      COMB12 Combination         Min       0.000      33.011  -1.933E-04      0.0000 
          23     1.00000      COMB12 Combination         Min       0.000      -0.562  -1.933E-04      0.0000 
          23     1.25000      COMB12 Combination         Min       0.000       4.707  -1.933E-04      0.0000 
          23     1.50000      COMB12 Combination         Min       0.000       9.976  -1.933E-04      0.0000 
          23     1.50000      COMB12 Combination         Min       0.000     -23.593  -1.933E-04      0.0000 
          23     2.00000      COMB12 Combination         Min       0.000     -13.056  -1.933E-04      0.0000 
          23     2.00000      COMB12 Combination         Min       0.000     -46.631  -1.933E-04      0.0000 
          23     2.35000      COMB12 Combination         Min       0.000     -39.255  -1.933E-04      0.0000 
          23     0.15000      COMB13 Combination         Max       1.154      58.993       0.050      0.0000 
          23     0.50000      COMB13 Combination         Max       1.154      66.369       0.050      0.0000 
          23     0.50000      COMB13 Combination         Max       0.719      32.095       0.035      0.0000 
          23     1.00000      COMB13 Combination         Max       0.719      42.632       0.035      0.0000 
          23     1.00000      COMB13 Combination         Max   1.805E-06       8.376       0.019      0.0000 
          23     1.25000      COMB13 Combination         Max   1.805E-06      13.645       0.019      0.0000 
          23     1.50000      COMB13 Combination         Max   1.805E-06      18.913       0.019      0.0000 
          23     1.50000      COMB13 Combination         Max       0.719     -15.333       0.038      0.0000 
          23     2.00000      COMB13 Combination         Max       0.719      -4.796       0.038      0.0000 
          23     2.00000      COMB13 Combination         Max       1.154     -39.043       0.052      0.0000 
          23     2.35000      COMB13 Combination         Max       1.154     -31.667       0.052      0.0000 
          23     0.15000      COMB13 Combination         Min      -1.154      48.384      -0.050      0.0000 
          23     0.50000      COMB13 Combination         Min      -1.154      55.760      -0.050      0.0000 
          23     0.50000      COMB13 Combination         Min      -0.719      21.600      -0.035      0.0000 
          23     1.00000      COMB13 Combination         Min      -0.719      32.137      -0.035      0.0000 
          23     1.00000      COMB13 Combination         Min  -1.805E-06      -2.011      -0.019      0.0000 
          23     1.25000      COMB13 Combination         Min  -1.805E-06       3.257      -0.019      0.0000 
          23     1.50000      COMB13 Combination         Min  -1.805E-06       8.526      -0.019      0.0000 
          23     1.50000      COMB13 Combination         Min      -0.719     -25.620      -0.038      0.0000 
          23     2.00000      COMB13 Combination         Min      -0.719     -15.083      -0.038      0.0000 
          23     2.00000      COMB13 Combination         Min      -1.154     -49.236      -0.053      0.0000 
          23     2.35000      COMB13 Combination         Min      -1.154     -41.860      -0.053      0.0000 
          23     0.15000      COMB14 Combination         Max       0.203      56.553       0.828      0.0000 
          23     0.50000      COMB14 Combination         Max       0.203      63.930       0.828      0.0000 
          23     0.50000      COMB14 Combination         Max       0.126      29.450       0.522      0.0000 
          23     1.00000      COMB14 Combination         Max       0.126      39.987       0.522      0.0000 
          23     1.00000      COMB14 Combination         Max   1.276E-06       5.525       0.162      0.0000 
          23     1.25000      COMB14 Combination         Max   1.276E-06      10.794       0.162      0.0000 
          23     1.50000      COMB14 Combination         Max   1.276E-06      16.062       0.162      0.0000 
          23     1.50000      COMB14 Combination         Max       0.126     -18.391       0.643      0.0000 
          23     2.00000      COMB14 Combination         Max       0.126      -7.854       0.643      0.0000 
          23     2.00000      COMB14 Combination         Max       0.203     -42.310       0.873      0.0000 
          23     2.35000      COMB14 Combination         Max       0.203     -34.933       0.873      0.0000 
          23     0.15000      COMB14 Combination         Min      -0.203      50.824      -0.828      0.0000 
          23     0.50000      COMB14 Combination         Min      -0.203      58.200      -0.828      0.0000 
          23     0.50000      COMB14 Combination         Min      -0.126      24.244      -0.522      0.0000 
          23     1.00000      COMB14 Combination         Min      -0.126      34.782      -0.522      0.0000 
          23     1.00000      COMB14 Combination         Min  -1.276E-06       0.839      -0.162      0.0000 
          23     1.25000      COMB14 Combination         Min  -1.276E-06       6.108      -0.162      0.0000 
          23     1.50000      COMB14 Combination         Min  -1.276E-06      11.377      -0.162      0.0000 
          23     1.50000      COMB14 Combination         Min      -0.126     -22.562      -0.643      0.0000 
          23     2.00000      COMB14 Combination         Min      -0.126     -12.024      -0.643      0.0000 
          23     2.00000      COMB14 Combination         Min      -0.203     -45.970      -0.873      0.0000 
          23     2.35000      COMB14 Combination         Min      -0.203     -38.594      -0.873      0.0000 
          23     0.15000         INV Combination         Max       1.154      58.993       0.828      0.0000 
          23     0.50000         INV Combination         Max       1.154      66.369       0.828      0.0000 
          23     0.50000         INV Combination         Max       0.719      32.095       0.522      0.0000 
          23     1.00000         INV Combination         Max       0.719      42.632       0.522      0.0000 
          23     1.00000         INV Combination         Max   1.805E-06       8.426       0.162      0.0000 
          23     1.25000         INV Combination         Max   1.805E-06      13.695       0.162      0.0000 
          23     1.50000         INV Combination         Max   1.805E-06      18.963       0.162      0.0000 
          23     1.50000         INV Combination         Max       0.719     -12.243       0.643      0.0000 
          23     2.00000         INV Combination         Max       0.719      -1.705       0.643      0.0000 
          23     2.00000         INV Combination         Max       1.154     -32.394       0.873      0.0000 
          23     2.35000         INV Combination         Max       1.154     -25.018       0.873      0.0000 
          23     0.15000         INV Combination         Min      -1.154      41.649      -0.828      0.0000 
          23     0.50000         INV Combination         Min      -1.154      49.025      -0.828      0.0000 
          23     0.50000         INV Combination         Min      -0.719      18.413      -0.522      0.0000 
          23     1.00000         INV Combination         Min      -0.719      28.950      -0.522      0.0000 
          23     1.00000         INV Combination         Min  -1.805E-06      -2.011      -0.162      0.0000 
          23     1.25000         INV Combination         Min  -1.805E-06       3.257      -0.162      0.0000 
          23     1.50000         INV Combination         Min  -1.805E-06       8.526      -0.162      0.0000 
          23     1.50000         INV Combination         Min      -0.719     -25.620      -0.643      0.0000 
          23     2.00000         INV Combination         Min      -0.719     -15.083      -0.643      0.0000 
          23     2.00000         INV Combination         Min      -1.154     -49.236      -0.873      0.0000 
          23     2.35000         INV Combination         Min      -1.154     -41.860      -0.873      0.0000 
          24     0.15000          PP   LinStatic                   0.000      67.071  -8.933E-06      0.0000 
          24     0.50000          PP   LinStatic                   0.000      72.698  -8.933E-06      0.0000 
          24     0.50000          PP   LinStatic                   0.000      48.119  -8.933E-06      0.0000 
          24     1.00000          PP   LinStatic                   0.000      56.157  -8.933E-06      0.0000 
          24     1.00000          PP   LinStatic                   0.000      31.608  -8.933E-06      0.0000 
          24     1.25000          PP   LinStatic                   0.000      35.627  -8.933E-06      0.0000 
          24     1.50000          PP   LinStatic                   0.000      39.646  -8.933E-06      0.0000 
          24     1.50000          PP   LinStatic                   0.000      15.123  -8.933E-06      0.0000 
          24     2.00000          PP   LinStatic                   0.000      23.161  -8.933E-06      0.0000 
          24     2.00000          PP   LinStatic                   0.000      -1.346  -8.933E-06      0.0000 
          24     2.35000          PP   LinStatic                   0.000       4.281  -8.933E-06      0.0000 
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          24     0.15000        PERM   LinStatic                   0.000      17.689  -3.745E-04      0.0000 
          24     0.50000        PERM   LinStatic                   0.000      19.439  -3.745E-04      0.0000 
          24     0.50000        PERM   LinStatic                   0.000      12.723  -3.745E-04      0.0000 
          24     1.00000        PERM   LinStatic                   0.000      15.223  -3.745E-04      0.0000 
          24     1.00000        PERM   LinStatic                   0.000       8.515  -3.745E-04      0.0000 
          24     1.25000        PERM   LinStatic                   0.000       9.765  -3.745E-04      0.0000 
          24     1.50000        PERM   LinStatic                   0.000      11.015  -3.745E-04      0.0000 
          24     1.50000        PERM   LinStatic                   0.000       4.315  -3.745E-04      0.0000 
          24     2.00000        PERM   LinStatic                   0.000       6.815  -3.745E-04      0.0000 
          24     2.00000        PERM   LinStatic                   0.000       0.119  -3.745E-04      0.0000 
          24     2.35000        PERM   LinStatic                   0.000       1.869  -3.745E-04      0.0000 
          24     0.15000        NEVE   LinStatic                   0.000      12.445  -2.563E-04      0.0000 
          24     0.50000        NEVE   LinStatic                   0.000      12.445  -2.563E-04      0.0000 
          24     0.50000        NEVE   LinStatic                   0.000       9.561  -2.563E-04      0.0000 
          24     1.00000        NEVE   LinStatic                   0.000       9.561  -2.563E-04      0.0000 
          24     1.00000        NEVE   LinStatic                   0.000       6.682  -2.563E-04      0.0000 
          24     1.25000        NEVE   LinStatic                   0.000       6.682  -2.563E-04      0.0000 
          24     1.50000        NEVE   LinStatic                   0.000       6.682  -2.563E-04      0.0000 
          24     1.50000        NEVE   LinStatic                   0.000       3.808  -2.563E-04      0.0000 
          24     2.00000        NEVE   LinStatic                   0.000       3.808  -2.563E-04      0.0000 
          24     2.00000        NEVE   LinStatic                   0.000       0.937  -2.563E-04      0.0000 
          24     2.35000        NEVE   LinStatic                   0.000       0.937  -2.563E-04      0.0000 
          24     0.15000      VENTOX   LinStatic                   0.000      -2.824   6.334E-05      0.0000 
          24     0.50000      VENTOX   LinStatic                   0.000      -2.824   6.334E-05      0.0000 
          24     0.50000      VENTOX   LinStatic                   0.000      -2.116   6.334E-05      0.0000 
          24     1.00000      VENTOX   LinStatic                   0.000      -2.116   6.334E-05      0.0000 
          24     1.00000      VENTOX   LinStatic                   0.000      -1.410   6.334E-05      0.0000 
          24     1.25000      VENTOX   LinStatic                   0.000      -1.410   6.334E-05      0.0000 
          24     1.50000      VENTOX   LinStatic                   0.000      -1.410   6.334E-05      0.0000 
          24     1.50000      VENTOX   LinStatic                   0.000      -0.704   6.334E-05      0.0000 
          24     2.00000      VENTOX   LinStatic                   0.000      -0.704   6.334E-05      0.0000 
          24     2.00000      VENTOX   LinStatic                   0.000   9.457E-04   6.334E-05      0.0000 
          24     2.35000      VENTOX   LinStatic                   0.000   9.457E-04   6.334E-05      0.0000 
          24     0.15000      VENTOY   LinStatic                   0.000      -1.564   1.992E-03      0.0000 
          24     0.50000      VENTOY   LinStatic                   0.000      -1.564   1.992E-03      0.0000 
          24     0.50000      VENTOY   LinStatic                   0.000      -0.939   1.992E-03      0.0000 
          24     1.00000      VENTOY   LinStatic                   0.000      -0.939   1.992E-03      0.0000 
          24     1.00000      VENTOY   LinStatic                   0.000      -0.315   1.992E-03      0.0000 
          24     1.25000      VENTOY   LinStatic                   0.000      -0.315   1.992E-03      0.0000 
          24     1.50000      VENTOY   LinStatic                   0.000      -0.315   1.992E-03      0.0000 
          24     1.50000      VENTOY   LinStatic                   0.000       0.309   1.992E-03      0.0000 
          24     2.00000      VENTOY   LinStatic                   0.000       0.309   1.992E-03      0.0000 
          24     2.00000      VENTOY   LinStatic                   0.000       0.933   1.992E-03      0.0000 
          24     2.35000      VENTOY   LinStatic                   0.000       0.933   1.992E-03      0.0000 
          24     0.15000      SISMAX LinRespSpec         Max       0.863       4.119       0.059      0.0000 
          24     0.50000      SISMAX LinRespSpec         Max       0.863       4.119       0.059      0.0000 
          24     0.50000      SISMAX LinRespSpec         Max       0.538       4.075       0.044      0.0000 
          24     1.00000      SISMAX LinRespSpec         Max       0.538       4.075       0.044      0.0000 
          24     1.00000      SISMAX LinRespSpec         Max   1.022E-06       4.034       0.020      0.0000 
          24     1.25000      SISMAX LinRespSpec         Max   1.022E-06       4.034       0.020      0.0000 
          24     1.50000      SISMAX LinRespSpec         Max   1.022E-06       4.034       0.020      0.0000 
          24     1.50000      SISMAX LinRespSpec         Max       0.538       3.995       0.037      0.0000 
          24     2.00000      SISMAX LinRespSpec         Max       0.538       3.995       0.037      0.0000 
          24     2.00000      SISMAX LinRespSpec         Max       0.863       3.959       0.054      0.0000 
          24     2.35000      SISMAX LinRespSpec         Max       0.863       3.959       0.054      0.0000 
          24     0.15000      SISMAY LinRespSpec         Max       0.130       4.531       0.960      0.0000 
          24     0.50000      SISMAY LinRespSpec         Max       0.130       4.531       0.960      0.0000 
          24     0.50000      SISMAY LinRespSpec         Max       0.081       4.277       0.642      0.0000 
          24     1.00000      SISMAY LinRespSpec         Max       0.081       4.277       0.642      0.0000 
          24     1.00000      SISMAY LinRespSpec         Max   8.632E-07       4.026       0.127      0.0000 
          24     1.25000      SISMAY LinRespSpec         Max   8.632E-07       4.026       0.127      0.0000 
          24     1.50000      SISMAY LinRespSpec         Max   8.632E-07       4.026       0.127      0.0000 
          24     1.50000      SISMAY LinRespSpec         Max       0.081       3.778       0.682      0.0000 
          24     2.00000      SISMAY LinRespSpec         Max       0.081       3.778       0.682      0.0000 
          24     2.00000      SISMAY LinRespSpec         Max       0.130       3.533       0.967      0.0000 
          24     2.35000      SISMAY LinRespSpec         Max       0.130       3.533       0.967      0.0000 
          24     0.15000        TERM   LinStatic                   0.000       2.507  -8.050E-06      0.0000 
          24     0.50000        TERM   LinStatic                   0.000       2.507  -8.050E-06      0.0000 
          24     0.50000        TERM   LinStatic                   0.000       2.509  -8.050E-06      0.0000 
          24     1.00000        TERM   LinStatic                   0.000       2.509  -8.050E-06      0.0000 
          24     1.00000        TERM   LinStatic                   0.000       2.513  -8.050E-06      0.0000 
          24     1.25000        TERM   LinStatic                   0.000       2.513  -8.050E-06      0.0000 
          24     1.50000        TERM   LinStatic                   0.000       2.513  -8.050E-06      0.0000 
          24     1.50000        TERM   LinStatic                   0.000       2.518  -8.050E-06      0.0000 
          24     2.00000        TERM   LinStatic                   0.000       2.518  -8.050E-06      0.0000 
          24     2.00000        TERM   LinStatic                   0.000       2.525  -8.050E-06      0.0000 
          24     2.35000        TERM   LinStatic                   0.000       2.525  -8.050E-06      0.0000 
          24     0.15000       COMB1 Combination         Max       0.000      87.267  -3.915E-04      0.0000 
          24     0.50000       COMB1 Combination         Max       0.000      94.643  -3.915E-04      0.0000 
          24     0.50000       COMB1 Combination         Max       0.000      63.351  -3.915E-04      0.0000 
          24     1.00000       COMB1 Combination         Max       0.000      73.889  -3.915E-04      0.0000 
          24     1.00000       COMB1 Combination         Max       0.000      42.636  -3.915E-04      0.0000 
          24     1.25000       COMB1 Combination         Max       0.000      47.905  -3.915E-04      0.0000 
          24     1.50000       COMB1 Combination         Max       0.000      53.174  -3.915E-04      0.0000 
          24     1.50000       COMB1 Combination         Max       0.000      21.956  -3.915E-04      0.0000 
          24     2.00000       COMB1 Combination         Max       0.000      32.494  -3.915E-04      0.0000 
          24     2.00000       COMB1 Combination         Max       0.000       1.299  -3.915E-04      0.0000 
          24     2.35000       COMB1 Combination         Max       0.000       8.675  -3.915E-04      0.0000 
          24     0.15000       COMB1 Combination         Min       0.000      87.267  -3.915E-04      0.0000 
          24     0.50000       COMB1 Combination         Min       0.000      94.643  -3.915E-04      0.0000 
          24     0.50000       COMB1 Combination         Min       0.000      63.351  -3.915E-04      0.0000 
          24     1.00000       COMB1 Combination         Min       0.000      73.889  -3.915E-04      0.0000 
          24     1.00000       COMB1 Combination         Min       0.000      42.636  -3.915E-04      0.0000 
          24     1.25000       COMB1 Combination         Min       0.000      47.905  -3.915E-04      0.0000 
          24     1.50000       COMB1 Combination         Min       0.000      53.174  -3.915E-04      0.0000 
          24     1.50000       COMB1 Combination         Min       0.000      21.956  -3.915E-04      0.0000 
          24     2.00000       COMB1 Combination         Min       0.000      32.494  -3.915E-04      0.0000 
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          24     2.00000       COMB1 Combination         Min       0.000       1.299  -3.915E-04      0.0000 
          24     2.35000       COMB1 Combination         Min       0.000       8.675  -3.915E-04      0.0000 
          24     0.15000       COMB2 Combination         Max       0.000      99.712  -6.478E-04      0.0000 
          24     0.50000       COMB2 Combination         Max       0.000     107.088  -6.478E-04      0.0000 
          24     0.50000       COMB2 Combination         Max       0.000      72.912  -6.478E-04      0.0000 
          24     1.00000       COMB2 Combination         Max       0.000      83.449  -6.478E-04      0.0000 
          24     1.00000       COMB2 Combination         Max       0.000      49.318  -6.478E-04      0.0000 
          24     1.25000       COMB2 Combination         Max       0.000      54.587  -6.478E-04      0.0000 
          24     1.50000       COMB2 Combination         Max       0.000      59.855  -6.478E-04      0.0000 
          24     1.50000       COMB2 Combination         Max       0.000      25.764  -6.478E-04      0.0000 
          24     2.00000       COMB2 Combination         Max       0.000      36.301  -6.478E-04      0.0000 
          24     2.00000       COMB2 Combination         Max       0.000       2.235  -6.478E-04      0.0000 
          24     2.35000       COMB2 Combination         Max       0.000       9.611  -6.478E-04      0.0000 
          24     0.15000       COMB2 Combination         Min       0.000      99.712  -6.478E-04      0.0000 
          24     0.50000       COMB2 Combination         Min       0.000     107.088  -6.478E-04      0.0000 
          24     0.50000       COMB2 Combination         Min       0.000      72.912  -6.478E-04      0.0000 
          24     1.00000       COMB2 Combination         Min       0.000      83.449  -6.478E-04      0.0000 
          24     1.00000       COMB2 Combination         Min       0.000      49.318  -6.478E-04      0.0000 
          24     1.25000       COMB2 Combination         Min       0.000      54.587  -6.478E-04      0.0000 
          24     1.50000       COMB2 Combination         Min       0.000      59.855  -6.478E-04      0.0000 
          24     1.50000       COMB2 Combination         Min       0.000      25.764  -6.478E-04      0.0000 
          24     2.00000       COMB2 Combination         Min       0.000      36.301  -6.478E-04      0.0000 
          24     2.00000       COMB2 Combination         Min       0.000       2.235  -6.478E-04      0.0000 
          24     2.35000       COMB2 Combination         Min       0.000       9.611  -6.478E-04      0.0000 
          24     0.15000       COMB3 Combination         Max       0.000      84.443  -3.282E-04      0.0000 
          24     0.50000       COMB3 Combination         Max       0.000      91.819  -3.282E-04      0.0000 
          24     0.50000       COMB3 Combination         Max       0.000      61.235  -3.282E-04      0.0000 
          24     1.00000       COMB3 Combination         Max       0.000      71.772  -3.282E-04      0.0000 
          24     1.00000       COMB3 Combination         Max       0.000      41.227  -3.282E-04      0.0000 
          24     1.25000       COMB3 Combination         Max       0.000      46.495  -3.282E-04      0.0000 
          24     1.50000       COMB3 Combination         Max       0.000      51.764  -3.282E-04      0.0000 
          24     1.50000       COMB3 Combination         Max       0.000      21.252  -3.282E-04      0.0000 
          24     2.00000       COMB3 Combination         Max       0.000      31.790  -3.282E-04      0.0000 
          24     2.00000       COMB3 Combination         Max       0.000       1.299  -3.282E-04      0.0000 
          24     2.35000       COMB3 Combination         Max       0.000       8.676  -3.282E-04      0.0000 
          24     0.15000       COMB3 Combination         Min       0.000      84.443  -3.282E-04      0.0000 
          24     0.50000       COMB3 Combination         Min       0.000      91.819  -3.282E-04      0.0000 
          24     0.50000       COMB3 Combination         Min       0.000      61.235  -3.282E-04      0.0000 
          24     1.00000       COMB3 Combination         Min       0.000      71.772  -3.282E-04      0.0000 
          24     1.00000       COMB3 Combination         Min       0.000      41.227  -3.282E-04      0.0000 
          24     1.25000       COMB3 Combination         Min       0.000      46.495  -3.282E-04      0.0000 
          24     1.50000       COMB3 Combination         Min       0.000      51.764  -3.282E-04      0.0000 
          24     1.50000       COMB3 Combination         Min       0.000      21.252  -3.282E-04      0.0000 
          24     2.00000       COMB3 Combination         Min       0.000      31.790  -3.282E-04      0.0000 
          24     2.00000       COMB3 Combination         Min       0.000       1.299  -3.282E-04      0.0000 
          24     2.35000       COMB3 Combination         Min       0.000       8.676  -3.282E-04      0.0000 
          24     0.15000       COMB4 Combination         Max       0.000      85.703   1.601E-03      0.0000 
          24     0.50000       COMB4 Combination         Max       0.000      93.079   1.601E-03      0.0000 
          24     0.50000       COMB4 Combination         Max       0.000      62.412   1.601E-03      0.0000 
          24     1.00000       COMB4 Combination         Max       0.000      72.949   1.601E-03      0.0000 
          24     1.00000       COMB4 Combination         Max       0.000      42.321   1.601E-03      0.0000 
          24     1.25000       COMB4 Combination         Max       0.000      47.590   1.601E-03      0.0000 
          24     1.50000       COMB4 Combination         Max       0.000      52.859   1.601E-03      0.0000 
          24     1.50000       COMB4 Combination         Max       0.000      22.265   1.601E-03      0.0000 
          24     2.00000       COMB4 Combination         Max       0.000      32.803   1.601E-03      0.0000 
          24     2.00000       COMB4 Combination         Max       0.000       2.232   1.601E-03      0.0000 
          24     2.35000       COMB4 Combination         Max       0.000       9.608   1.601E-03      0.0000 
          24     0.15000       COMB4 Combination         Min       0.000      85.703   1.601E-03      0.0000 
          24     0.50000       COMB4 Combination         Min       0.000      93.079   1.601E-03      0.0000 
          24     0.50000       COMB4 Combination         Min       0.000      62.412   1.601E-03      0.0000 
          24     1.00000       COMB4 Combination         Min       0.000      72.949   1.601E-03      0.0000 
          24     1.00000       COMB4 Combination         Min       0.000      42.321   1.601E-03      0.0000 
          24     1.25000       COMB4 Combination         Min       0.000      47.590   1.601E-03      0.0000 
          24     1.50000       COMB4 Combination         Min       0.000      52.859   1.601E-03      0.0000 
          24     1.50000       COMB4 Combination         Min       0.000      22.265   1.601E-03      0.0000 
          24     2.00000       COMB4 Combination         Min       0.000      32.803   1.601E-03      0.0000 
          24     2.00000       COMB4 Combination         Min       0.000       2.232   1.601E-03      0.0000 
          24     2.35000       COMB4 Combination         Min       0.000       9.608   1.601E-03      0.0000 
          24     0.15000       COMB5 Combination         Max       0.000      96.888  -5.844E-04      0.0000 
          24     0.50000       COMB5 Combination         Max       0.000     104.264  -5.844E-04      0.0000 
          24     0.50000       COMB5 Combination         Max       0.000      70.796  -5.844E-04      0.0000 
          24     1.00000       COMB5 Combination         Max       0.000      81.333  -5.844E-04      0.0000 
          24     1.00000       COMB5 Combination         Max       0.000      47.908  -5.844E-04      0.0000 
          24     1.25000       COMB5 Combination         Max       0.000      53.177  -5.844E-04      0.0000 
          24     1.50000       COMB5 Combination         Max       0.000      58.446  -5.844E-04      0.0000 
          24     1.50000       COMB5 Combination         Max       0.000      25.060  -5.844E-04      0.0000 
          24     2.00000       COMB5 Combination         Max       0.000      35.597  -5.844E-04      0.0000 
          24     2.00000       COMB5 Combination         Max       0.000       2.236  -5.844E-04      0.0000 
          24     2.35000       COMB5 Combination         Max       0.000       9.612  -5.844E-04      0.0000 
          24     0.15000       COMB5 Combination         Min       0.000      96.888  -5.844E-04      0.0000 
          24     0.50000       COMB5 Combination         Min       0.000     104.264  -5.844E-04      0.0000 
          24     0.50000       COMB5 Combination         Min       0.000      70.796  -5.844E-04      0.0000 
          24     1.00000       COMB5 Combination         Min       0.000      81.333  -5.844E-04      0.0000 
          24     1.00000       COMB5 Combination         Min       0.000      47.908  -5.844E-04      0.0000 
          24     1.25000       COMB5 Combination         Min       0.000      53.177  -5.844E-04      0.0000 
          24     1.50000       COMB5 Combination         Min       0.000      58.446  -5.844E-04      0.0000 
          24     1.50000       COMB5 Combination         Min       0.000      25.060  -5.844E-04      0.0000 
          24     2.00000       COMB5 Combination         Min       0.000      35.597  -5.844E-04      0.0000 
          24     2.00000       COMB5 Combination         Min       0.000       2.236  -5.844E-04      0.0000 
          24     2.35000       COMB5 Combination         Min       0.000       9.612  -5.844E-04      0.0000 
          24     0.15000       COMB6 Combination         Max       0.000      98.148   1.345E-03      0.0000 
          24     0.50000       COMB6 Combination         Max       0.000     105.524   1.345E-03      0.0000 
          24     0.50000       COMB6 Combination         Max       0.000      71.972   1.345E-03      0.0000 
          24     1.00000       COMB6 Combination         Max       0.000      82.510   1.345E-03      0.0000 
          24     1.00000       COMB6 Combination         Max       0.000      49.003   1.345E-03      0.0000 
          24     1.25000       COMB6 Combination         Max       0.000      54.272   1.345E-03      0.0000 
          24     1.50000       COMB6 Combination         Max       0.000      59.541   1.345E-03      0.0000 
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          24     1.50000       COMB6 Combination         Max       0.000      26.073   1.345E-03      0.0000 
          24     2.00000       COMB6 Combination         Max       0.000      36.610   1.345E-03      0.0000 
          24     2.00000       COMB6 Combination         Max       0.000       3.169   1.345E-03      0.0000 
          24     2.35000       COMB6 Combination         Max       0.000      10.545   1.345E-03      0.0000 
          24     0.15000       COMB6 Combination         Min       0.000      98.148   1.345E-03      0.0000 
          24     0.50000       COMB6 Combination         Min       0.000     105.524   1.345E-03      0.0000 
          24     0.50000       COMB6 Combination         Min       0.000      71.972   1.345E-03      0.0000 
          24     1.00000       COMB6 Combination         Min       0.000      82.510   1.345E-03      0.0000 
          24     1.00000       COMB6 Combination         Min       0.000      49.003   1.345E-03      0.0000 
          24     1.25000       COMB6 Combination         Min       0.000      54.272   1.345E-03      0.0000 
          24     1.50000       COMB6 Combination         Min       0.000      59.541   1.345E-03      0.0000 
          24     1.50000       COMB6 Combination         Min       0.000      26.073   1.345E-03      0.0000 
          24     2.00000       COMB6 Combination         Min       0.000      36.610   1.345E-03      0.0000 
          24     2.00000       COMB6 Combination         Min       0.000       3.169   1.345E-03      0.0000 
          24     2.35000       COMB6 Combination         Min       0.000      10.545   1.345E-03      0.0000 
          24     0.15000       COMB7 Combination         Max       0.000      82.253  -3.754E-04      0.0000 
          24     0.50000       COMB7 Combination         Max       0.000      89.629  -3.754E-04      0.0000 
          24     0.50000       COMB7 Combination         Max       0.000      58.334  -3.754E-04      0.0000 
          24     1.00000       COMB7 Combination         Max       0.000      68.871  -3.754E-04      0.0000 
          24     1.00000       COMB7 Combination         Max       0.000      37.611  -3.754E-04      0.0000 
          24     1.25000       COMB7 Combination         Max       0.000      42.880  -3.754E-04      0.0000 
          24     1.50000       COMB7 Combination         Max       0.000      48.149  -3.754E-04      0.0000 
          24     1.50000       COMB7 Combination         Max       0.000      16.920  -3.754E-04      0.0000 
          24     2.00000       COMB7 Combination         Max       0.000      27.458  -3.754E-04      0.0000 
          24     2.00000       COMB7 Combination         Max       0.000      -3.752  -3.754E-04      0.0000 
          24     2.35000       COMB7 Combination         Max       0.000       3.624  -3.754E-04      0.0000 
          24     0.15000       COMB7 Combination         Min       0.000      82.253  -3.754E-04      0.0000 
          24     0.50000       COMB7 Combination         Min       0.000      89.629  -3.754E-04      0.0000 
          24     0.50000       COMB7 Combination         Min       0.000      58.334  -3.754E-04      0.0000 
          24     1.00000       COMB7 Combination         Min       0.000      68.871  -3.754E-04      0.0000 
          24     1.00000       COMB7 Combination         Min       0.000      37.611  -3.754E-04      0.0000 
          24     1.25000       COMB7 Combination         Min       0.000      42.880  -3.754E-04      0.0000 
          24     1.50000       COMB7 Combination         Min       0.000      48.149  -3.754E-04      0.0000 
          24     1.50000       COMB7 Combination         Min       0.000      16.920  -3.754E-04      0.0000 
          24     2.00000       COMB7 Combination         Min       0.000      27.458  -3.754E-04      0.0000 
          24     2.00000       COMB7 Combination         Min       0.000      -3.752  -3.754E-04      0.0000 
          24     2.35000       COMB7 Combination         Min       0.000       3.624  -3.754E-04      0.0000 
          24     0.15000       COMB8 Combination         Max       0.000      94.698  -6.317E-04      0.0000 
          24     0.50000       COMB8 Combination         Max       0.000     102.074  -6.317E-04      0.0000 
          24     0.50000       COMB8 Combination         Max       0.000      67.894  -6.317E-04      0.0000 
          24     1.00000       COMB8 Combination         Max       0.000      78.432  -6.317E-04      0.0000 
          24     1.00000       COMB8 Combination         Max       0.000      44.293  -6.317E-04      0.0000 
          24     1.25000       COMB8 Combination         Max       0.000      49.562  -6.317E-04      0.0000 
          24     1.50000       COMB8 Combination         Max       0.000      54.830  -6.317E-04      0.0000 
          24     1.50000       COMB8 Combination         Max       0.000      20.728  -6.317E-04      0.0000 
          24     2.00000       COMB8 Combination         Max       0.000      31.265  -6.317E-04      0.0000 
          24     2.00000       COMB8 Combination         Max       0.000      -2.815  -6.317E-04      0.0000 
          24     2.35000       COMB8 Combination         Max       0.000       4.561  -6.317E-04      0.0000 
          24     0.15000       COMB8 Combination         Min       0.000      94.698  -6.317E-04      0.0000 
          24     0.50000       COMB8 Combination         Min       0.000     102.074  -6.317E-04      0.0000 
          24     0.50000       COMB8 Combination         Min       0.000      67.894  -6.317E-04      0.0000 
          24     1.00000       COMB8 Combination         Min       0.000      78.432  -6.317E-04      0.0000 
          24     1.00000       COMB8 Combination         Min       0.000      44.293  -6.317E-04      0.0000 
          24     1.25000       COMB8 Combination         Min       0.000      49.562  -6.317E-04      0.0000 
          24     1.50000       COMB8 Combination         Min       0.000      54.830  -6.317E-04      0.0000 
          24     1.50000       COMB8 Combination         Min       0.000      20.728  -6.317E-04      0.0000 
          24     2.00000       COMB8 Combination         Min       0.000      31.265  -6.317E-04      0.0000 
          24     2.00000       COMB8 Combination         Min       0.000      -2.815  -6.317E-04      0.0000 
          24     2.35000       COMB8 Combination         Min       0.000       4.561  -6.317E-04      0.0000 
          24     0.15000       COMB9 Combination         Max       0.000      79.429  -3.121E-04      0.0000 
          24     0.50000       COMB9 Combination         Max       0.000      86.805  -3.121E-04      0.0000 
          24     0.50000       COMB9 Combination         Max       0.000      56.217  -3.121E-04      0.0000 
          24     1.00000       COMB9 Combination         Max       0.000      66.755  -3.121E-04      0.0000 
          24     1.00000       COMB9 Combination         Max       0.000      36.202  -3.121E-04      0.0000 
          24     1.25000       COMB9 Combination         Max       0.000      41.470  -3.121E-04      0.0000 
          24     1.50000       COMB9 Combination         Max       0.000      46.739  -3.121E-04      0.0000 
          24     1.50000       COMB9 Combination         Max       0.000      16.216  -3.121E-04      0.0000 
          24     2.00000       COMB9 Combination         Max       0.000      26.753  -3.121E-04      0.0000 
          24     2.00000       COMB9 Combination         Max       0.000      -3.751  -3.121E-04      0.0000 
          24     2.35000       COMB9 Combination         Max       0.000       3.625  -3.121E-04      0.0000 
          24     0.15000       COMB9 Combination         Min       0.000      79.429  -3.121E-04      0.0000 
          24     0.50000       COMB9 Combination         Min       0.000      86.805  -3.121E-04      0.0000 
          24     0.50000       COMB9 Combination         Min       0.000      56.217  -3.121E-04      0.0000 
          24     1.00000       COMB9 Combination         Min       0.000      66.755  -3.121E-04      0.0000 
          24     1.00000       COMB9 Combination         Min       0.000      36.202  -3.121E-04      0.0000 
          24     1.25000       COMB9 Combination         Min       0.000      41.470  -3.121E-04      0.0000 
          24     1.50000       COMB9 Combination         Min       0.000      46.739  -3.121E-04      0.0000 
          24     1.50000       COMB9 Combination         Min       0.000      16.216  -3.121E-04      0.0000 
          24     2.00000       COMB9 Combination         Min       0.000      26.753  -3.121E-04      0.0000 
          24     2.00000       COMB9 Combination         Min       0.000      -3.751  -3.121E-04      0.0000 
          24     2.35000       COMB9 Combination         Min       0.000       3.625  -3.121E-04      0.0000 
          24     0.15000      COMB10 Combination         Max       0.000      80.689   1.617E-03      0.0000 
          24     0.50000      COMB10 Combination         Max       0.000      88.065   1.617E-03      0.0000 
          24     0.50000      COMB10 Combination         Max       0.000      57.394   1.617E-03      0.0000 
          24     1.00000      COMB10 Combination         Max       0.000      67.932   1.617E-03      0.0000 
          24     1.00000      COMB10 Combination         Max       0.000      37.296   1.617E-03      0.0000 
          24     1.25000      COMB10 Combination         Max       0.000      42.565   1.617E-03      0.0000 
          24     1.50000      COMB10 Combination         Max       0.000      47.834   1.617E-03      0.0000 
          24     1.50000      COMB10 Combination         Max       0.000      17.229   1.617E-03      0.0000 
          24     2.00000      COMB10 Combination         Max       0.000      27.767   1.617E-03      0.0000 
          24     2.00000      COMB10 Combination         Max       0.000      -2.819   1.617E-03      0.0000 
          24     2.35000      COMB10 Combination         Max       0.000       4.558   1.617E-03      0.0000 
          24     0.15000      COMB10 Combination         Min       0.000      80.689   1.617E-03      0.0000 
          24     0.50000      COMB10 Combination         Min       0.000      88.065   1.617E-03      0.0000 
          24     0.50000      COMB10 Combination         Min       0.000      57.394   1.617E-03      0.0000 
          24     1.00000      COMB10 Combination         Min       0.000      67.932   1.617E-03      0.0000 
          24     1.00000      COMB10 Combination         Min       0.000      37.296   1.617E-03      0.0000 
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          24     1.25000      COMB10 Combination         Min       0.000      42.565   1.617E-03      0.0000 
          24     1.50000      COMB10 Combination         Min       0.000      47.834   1.617E-03      0.0000 
          24     1.50000      COMB10 Combination         Min       0.000      17.229   1.617E-03      0.0000 
          24     2.00000      COMB10 Combination         Min       0.000      27.767   1.617E-03      0.0000 
          24     2.00000      COMB10 Combination         Min       0.000      -2.819   1.617E-03      0.0000 
          24     2.35000      COMB10 Combination         Min       0.000       4.558   1.617E-03      0.0000 
          24     0.15000      COMB11 Combination         Max       0.000      91.874  -5.683E-04      0.0000 
          24     0.50000      COMB11 Combination         Max       0.000      99.250  -5.683E-04      0.0000 
          24     0.50000      COMB11 Combination         Max       0.000      65.778  -5.683E-04      0.0000 
          24     1.00000      COMB11 Combination         Max       0.000      76.315  -5.683E-04      0.0000 
          24     1.00000      COMB11 Combination         Max       0.000      42.883  -5.683E-04      0.0000 
          24     1.25000      COMB11 Combination         Max       0.000      48.152  -5.683E-04      0.0000 
          24     1.50000      COMB11 Combination         Max       0.000      53.421  -5.683E-04      0.0000 
          24     1.50000      COMB11 Combination         Max       0.000      20.024  -5.683E-04      0.0000 
          24     2.00000      COMB11 Combination         Max       0.000      30.561  -5.683E-04      0.0000 
          24     2.00000      COMB11 Combination         Max       0.000      -2.814  -5.683E-04      0.0000 
          24     2.35000      COMB11 Combination         Max       0.000       4.562  -5.683E-04      0.0000 
          24     0.15000      COMB11 Combination         Min       0.000      91.874  -5.683E-04      0.0000 
          24     0.50000      COMB11 Combination         Min       0.000      99.250  -5.683E-04      0.0000 
          24     0.50000      COMB11 Combination         Min       0.000      65.778  -5.683E-04      0.0000 
          24     1.00000      COMB11 Combination         Min       0.000      76.315  -5.683E-04      0.0000 
          24     1.00000      COMB11 Combination         Min       0.000      42.883  -5.683E-04      0.0000 
          24     1.25000      COMB11 Combination         Min       0.000      48.152  -5.683E-04      0.0000 
          24     1.50000      COMB11 Combination         Min       0.000      53.421  -5.683E-04      0.0000 
          24     1.50000      COMB11 Combination         Min       0.000      20.024  -5.683E-04      0.0000 
          24     2.00000      COMB11 Combination         Min       0.000      30.561  -5.683E-04      0.0000 
          24     2.00000      COMB11 Combination         Min       0.000      -2.814  -5.683E-04      0.0000 
          24     2.35000      COMB11 Combination         Min       0.000       4.562  -5.683E-04      0.0000 
          24     0.15000      COMB12 Combination         Max       0.000      93.134   1.361E-03      0.0000 
          24     0.50000      COMB12 Combination         Max       0.000     100.510   1.361E-03      0.0000 
          24     0.50000      COMB12 Combination         Max       0.000      66.955   1.361E-03      0.0000 
          24     1.00000      COMB12 Combination         Max       0.000      77.492   1.361E-03      0.0000 
          24     1.00000      COMB12 Combination         Max       0.000      43.978   1.361E-03      0.0000 
          24     1.25000      COMB12 Combination         Max       0.000      49.247   1.361E-03      0.0000 
          24     1.50000      COMB12 Combination         Max       0.000      54.515   1.361E-03      0.0000 
          24     1.50000      COMB12 Combination         Max       0.000      21.037   1.361E-03      0.0000 
          24     2.00000      COMB12 Combination         Max       0.000      31.574   1.361E-03      0.0000 
          24     2.00000      COMB12 Combination         Max       0.000      -1.882   1.361E-03      0.0000 
          24     2.35000      COMB12 Combination         Max       0.000       5.494   1.361E-03      0.0000 
          24     0.15000      COMB12 Combination         Min       0.000      93.134   1.361E-03      0.0000 
          24     0.50000      COMB12 Combination         Min       0.000     100.510   1.361E-03      0.0000 
          24     0.50000      COMB12 Combination         Min       0.000      66.955   1.361E-03      0.0000 
          24     1.00000      COMB12 Combination         Min       0.000      77.492   1.361E-03      0.0000 
          24     1.00000      COMB12 Combination         Min       0.000      43.978   1.361E-03      0.0000 
          24     1.25000      COMB12 Combination         Min       0.000      49.247   1.361E-03      0.0000 
          24     1.50000      COMB12 Combination         Min       0.000      54.515   1.361E-03      0.0000 
          24     1.50000      COMB12 Combination         Min       0.000      21.037   1.361E-03      0.0000 
          24     2.00000      COMB12 Combination         Min       0.000      31.574   1.361E-03      0.0000 
          24     2.00000      COMB12 Combination         Min       0.000      -1.882   1.361E-03      0.0000 
          24     2.35000      COMB12 Combination         Min       0.000       5.494   1.361E-03      0.0000 
          24     0.15000      COMB13 Combination         Max       0.863     101.324       0.059      0.0000 
          24     0.50000      COMB13 Combination         Max       0.863     108.700       0.059      0.0000 
          24     0.50000      COMB13 Combination         Max       0.538      74.478       0.043      0.0000 
          24     1.00000      COMB13 Combination         Max       0.538      85.015       0.043      0.0000 
          24     1.00000      COMB13 Combination         Max   1.022E-06      50.839       0.020      0.0000 
          24     1.25000      COMB13 Combination         Max   1.022E-06      56.108       0.020      0.0000 
          24     1.50000      COMB13 Combination         Max   1.022E-06      61.377       0.020      0.0000 
          24     1.50000      COMB13 Combination         Max       0.538      27.241       0.036      0.0000 
          24     2.00000      COMB13 Combination         Max       0.538      37.778       0.036      0.0000 
          24     2.00000      COMB13 Combination         Max       0.863       3.669       0.054      0.0000 
          24     2.35000      COMB13 Combination         Max       0.863      11.045       0.054      0.0000 
          24     0.15000      COMB13 Combination         Min      -0.863      93.086      -0.060      0.0000 
          24     0.50000      COMB13 Combination         Min      -0.863     100.462      -0.060      0.0000 
          24     0.50000      COMB13 Combination         Min      -0.538      66.328      -0.044      0.0000 
          24     1.00000      COMB13 Combination         Min      -0.538      76.865      -0.044      0.0000 
          24     1.00000      COMB13 Combination         Min  -1.022E-06      42.772      -0.021      0.0000 
          24     1.25000      COMB13 Combination         Min  -1.022E-06      48.041      -0.021      0.0000 
          24     1.50000      COMB13 Combination         Min  -1.022E-06      53.309      -0.021      0.0000 
          24     1.50000      COMB13 Combination         Min      -0.538      19.251      -0.038      0.0000 
          24     2.00000      COMB13 Combination         Min      -0.538      29.788      -0.038      0.0000 
          24     2.00000      COMB13 Combination         Min      -0.863      -4.249      -0.055      0.0000 
          24     2.35000      COMB13 Combination         Min      -0.863       3.127      -0.055      0.0000 
          24     0.15000      COMB14 Combination         Max       0.130     101.736       0.960      0.0000 
          24     0.50000      COMB14 Combination         Max       0.130     109.112       0.960      0.0000 
          24     0.50000      COMB14 Combination         Max       0.081      74.680       0.642      0.0000 
          24     1.00000      COMB14 Combination         Max       0.081      85.217       0.642      0.0000 
          24     1.00000      COMB14 Combination         Max   8.632E-07      50.831       0.127      0.0000 
          24     1.25000      COMB14 Combination         Max   8.632E-07      56.100       0.127      0.0000 
          24     1.50000      COMB14 Combination         Max   8.632E-07      61.369       0.127      0.0000 
          24     1.50000      COMB14 Combination         Max       0.081      27.024       0.682      0.0000 
          24     2.00000      COMB14 Combination         Max       0.081      37.561       0.682      0.0000 
          24     2.00000      COMB14 Combination         Max       0.130       3.243       0.967      0.0000 
          24     2.35000      COMB14 Combination         Max       0.130      10.620       0.967      0.0000 
          24     0.15000      COMB14 Combination         Min      -0.130      92.674      -0.961      0.0000 
          24     0.50000      COMB14 Combination         Min      -0.130     100.050      -0.961      0.0000 
          24     0.50000      COMB14 Combination         Min      -0.081      66.126      -0.643      0.0000 
          24     1.00000      COMB14 Combination         Min      -0.081      76.664      -0.643      0.0000 
          24     1.00000      COMB14 Combination         Min  -8.632E-07      42.780      -0.128      0.0000 
          24     1.25000      COMB14 Combination         Min  -8.632E-07      48.049      -0.128      0.0000 
          24     1.50000      COMB14 Combination         Min  -8.632E-07      53.317      -0.128      0.0000 
          24     1.50000      COMB14 Combination         Min      -0.081      19.468      -0.683      0.0000 
          24     2.00000      COMB14 Combination         Min      -0.081      30.005      -0.683      0.0000 
          24     2.00000      COMB14 Combination         Min      -0.130      -3.823      -0.968      0.0000 
          24     2.35000      COMB14 Combination         Min      -0.130       3.553      -0.968      0.0000 
          24     0.15000         INV Combination         Max       0.863     101.736       0.960      0.0000 
          24     0.50000         INV Combination         Max       0.863     109.112       0.960      0.0000 
          24     0.50000         INV Combination         Max       0.538      74.680       0.642      0.0000 
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          24     1.00000         INV Combination         Max       0.538      85.217       0.642      0.0000 
          24     1.00000         INV Combination         Max   1.022E-06      50.839       0.127      0.0000 
          24     1.25000         INV Combination         Max   1.022E-06      56.108       0.127      0.0000 
          24     1.50000         INV Combination         Max   1.022E-06      61.377       0.127      0.0000 
          24     1.50000         INV Combination         Max       0.538      27.241       0.682      0.0000 
          24     2.00000         INV Combination         Max       0.538      37.778       0.682      0.0000 
          24     2.00000         INV Combination         Max       0.863       3.669       0.967      0.0000 
          24     2.35000         INV Combination         Max       0.863      11.045       0.967      0.0000 
          24     0.15000         INV Combination         Min      -0.863      79.429      -0.961      0.0000 
          24     0.50000         INV Combination         Min      -0.863      86.805      -0.961      0.0000 
          24     0.50000         INV Combination         Min      -0.538      56.217      -0.643      0.0000 
          24     1.00000         INV Combination         Min      -0.538      66.755      -0.643      0.0000 
          24     1.00000         INV Combination         Min  -1.022E-06      36.202      -0.128      0.0000 
          24     1.25000         INV Combination         Min  -1.022E-06      41.470      -0.128      0.0000 
          24     1.50000         INV Combination         Min  -1.022E-06      46.739      -0.128      0.0000 
          24     1.50000         INV Combination         Min      -0.538      16.216      -0.683      0.0000 
          24     2.00000         INV Combination         Min      -0.538      26.753      -0.683      0.0000 
          24     2.00000         INV Combination         Min      -0.863      -4.249      -0.968      0.0000 
          24     2.35000         INV Combination         Min      -0.863       3.127      -0.968      0.0000 
          25     0.15000          PP   LinStatic                   0.000      40.964   8.068E-06      0.0000 
          25     0.50000          PP   LinStatic                   0.000      46.590   8.068E-06      0.0000 
          25     0.50000          PP   LinStatic                   0.000      22.100   8.068E-06      0.0000 
          25     1.00000          PP   LinStatic                   0.000      30.138   8.068E-06      0.0000 
          25     1.00000          PP   LinStatic                   0.000       5.661   8.068E-06      0.0000 
          25     1.25000          PP   LinStatic                   0.000       9.680   8.068E-06      0.0000 
          25     1.50000          PP   LinStatic                   0.000      13.699   8.068E-06      0.0000 
          25     1.50000          PP   LinStatic                   0.000     -10.771   8.068E-06      0.0000 
          25     2.00000          PP   LinStatic                   0.000      -2.734   8.068E-06      0.0000 
          25     2.00000          PP   LinStatic                   0.000     -27.204   8.068E-06      0.0000 
          25     2.35000          PP   LinStatic                   0.000     -21.577   8.068E-06      0.0000 
          25     0.15000        PERM   LinStatic                   0.000      13.373   3.877E-05      0.0000 
          25     0.50000        PERM   LinStatic                   0.000      15.123   3.877E-05      0.0000 
          25     0.50000        PERM   LinStatic                   0.000       8.433   3.877E-05      0.0000 
          25     1.00000        PERM   LinStatic                   0.000      10.933   3.877E-05      0.0000 
          25     1.00000        PERM   LinStatic                   0.000       4.248   3.877E-05      0.0000 
          25     1.25000        PERM   LinStatic                   0.000       5.498   3.877E-05      0.0000 
          25     1.50000        PERM   LinStatic                   0.000       6.748   3.877E-05      0.0000 
          25     1.50000        PERM   LinStatic                   0.000       0.066   3.877E-05      0.0000 
          25     2.00000        PERM   LinStatic                   0.000       2.566   3.877E-05      0.0000 
          25     2.00000        PERM   LinStatic                   0.000      -4.113   3.877E-05      0.0000 
          25     2.35000        PERM   LinStatic                   0.000      -2.363   3.877E-05      0.0000 
          25     0.15000        NEVE   LinStatic                   0.000       9.492   2.653E-05      0.0000 
          25     0.50000        NEVE   LinStatic                   0.000       9.492   2.653E-05      0.0000 
          25     0.50000        NEVE   LinStatic                   0.000       6.625   2.653E-05      0.0000 
          25     1.00000        NEVE   LinStatic                   0.000       6.625   2.653E-05      0.0000 
          25     1.00000        NEVE   LinStatic                   0.000       3.761   2.653E-05      0.0000 
          25     1.25000        NEVE   LinStatic                   0.000       3.761   2.653E-05      0.0000 
          25     1.50000        NEVE   LinStatic                   0.000       3.761   2.653E-05      0.0000 
          25     1.50000        NEVE   LinStatic                   0.000       0.901   2.653E-05      0.0000 
          25     2.00000        NEVE   LinStatic                   0.000       0.901   2.653E-05      0.0000 
          25     2.00000        NEVE   LinStatic                   0.000      -1.959   2.653E-05      0.0000 
          25     2.35000        NEVE   LinStatic                   0.000      -1.959   2.653E-05      0.0000 
          25     0.15000      VENTOX   LinStatic                   0.000      -2.114  -1.279E-05      0.0000 
          25     0.50000      VENTOX   LinStatic                   0.000      -2.114  -1.279E-05      0.0000 
          25     0.50000      VENTOX   LinStatic                   0.000      -1.409  -1.279E-05      0.0000 
          25     1.00000      VENTOX   LinStatic                   0.000      -1.409  -1.279E-05      0.0000 
          25     1.00000      VENTOX   LinStatic                   0.000      -0.706  -1.279E-05      0.0000 
          25     1.25000      VENTOX   LinStatic                   0.000      -0.706  -1.279E-05      0.0000 
          25     1.50000      VENTOX   LinStatic                   0.000      -0.706  -1.279E-05      0.0000 
          25     1.50000      VENTOX   LinStatic                   0.000  -2.938E-03  -1.279E-05      0.0000 
          25     2.00000      VENTOX   LinStatic                   0.000  -2.938E-03  -1.279E-05      0.0000 
          25     2.00000      VENTOX   LinStatic                   0.000       0.700  -1.279E-05      0.0000 
          25     2.35000      VENTOX   LinStatic                   0.000       0.700  -1.279E-05      0.0000 
          25     0.15000      VENTOY   LinStatic                   0.000      -0.789  -8.033E-03      0.0000 
          25     0.50000      VENTOY   LinStatic                   0.000      -0.789  -8.033E-03      0.0000 
          25     0.50000      VENTOY   LinStatic                   0.000      -0.165  -8.033E-03      0.0000 
          25     1.00000      VENTOY   LinStatic                   0.000      -0.165  -8.033E-03      0.0000 
          25     1.00000      VENTOY   LinStatic                   0.000       0.459  -8.033E-03      0.0000 
          25     1.25000      VENTOY   LinStatic                   0.000       0.459  -8.033E-03      0.0000 
          25     1.50000      VENTOY   LinStatic                   0.000       0.459  -8.033E-03      0.0000 
          25     1.50000      VENTOY   LinStatic                   0.000       1.084  -8.033E-03      0.0000 
          25     2.00000      VENTOY   LinStatic                   0.000       1.084  -8.033E-03      0.0000 
          25     2.00000      VENTOY   LinStatic                   0.000       1.709  -8.033E-03      0.0000 
          25     2.35000      VENTOY   LinStatic                   0.000       1.709  -8.033E-03      0.0000 
          25     0.15000      SISMAX LinRespSpec         Max       1.054       3.825       0.067      0.0000 
          25     0.50000      SISMAX LinRespSpec         Max       1.054       3.825       0.067      0.0000 
          25     0.50000      SISMAX LinRespSpec         Max       0.656       3.792       0.045      0.0000 
          25     1.00000      SISMAX LinRespSpec         Max       0.656       3.792       0.045      0.0000 
          25     1.00000      SISMAX LinRespSpec         Max   6.402E-07       3.761       0.023      0.0000 
          25     1.25000      SISMAX LinRespSpec         Max   6.402E-07       3.761       0.023      0.0000 
          25     1.50000      SISMAX LinRespSpec         Max   6.402E-07       3.761       0.023      0.0000 
          25     1.50000      SISMAX LinRespSpec         Max       0.656       3.732       0.051      0.0000 
          25     2.00000      SISMAX LinRespSpec         Max       0.656       3.732       0.051      0.0000 
          25     2.00000      SISMAX LinRespSpec         Max       1.054       3.706       0.071      0.0000 
          25     2.35000      SISMAX LinRespSpec         Max       1.054       3.706       0.071      0.0000 
          25     0.15000      SISMAY LinRespSpec         Max       0.135       4.844       0.984      0.0000 
          25     0.50000      SISMAY LinRespSpec         Max       0.135       4.844       0.984      0.0000 
          25     0.50000      SISMAY LinRespSpec         Max       0.084       4.601       0.673      0.0000 
          25     1.00000      SISMAY LinRespSpec         Max       0.084       4.601       0.673      0.0000 
          25     1.00000      SISMAY LinRespSpec         Max   4.491E-07       4.361       0.107      0.0000 
          25     1.25000      SISMAY LinRespSpec         Max   4.491E-07       4.361       0.107      0.0000 
          25     1.50000      SISMAY LinRespSpec         Max   4.491E-07       4.361       0.107      0.0000 
          25     1.50000      SISMAY LinRespSpec         Max       0.084       4.126       0.677      0.0000 
          25     2.00000      SISMAY LinRespSpec         Max       0.084       4.126       0.677      0.0000 
          25     2.00000      SISMAY LinRespSpec         Max       0.135       3.893       0.978      0.0000 
          25     2.35000      SISMAY LinRespSpec         Max       0.135       3.893       0.978      0.0000 
          25     0.15000        TERM   LinStatic                   0.000       1.697   4.060E-06      0.0000 
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          25     0.50000        TERM   LinStatic                   0.000       1.697   4.060E-06      0.0000 
          25     0.50000        TERM   LinStatic                   0.000       1.705   4.060E-06      0.0000 
          25     1.00000        TERM   LinStatic                   0.000       1.705   4.060E-06      0.0000 
          25     1.00000        TERM   LinStatic                   0.000       1.715   4.060E-06      0.0000 
          25     1.25000        TERM   LinStatic                   0.000       1.715   4.060E-06      0.0000 
          25     1.50000        TERM   LinStatic                   0.000       1.715   4.060E-06      0.0000 
          25     1.50000        TERM   LinStatic                   0.000       1.726   4.060E-06      0.0000 
          25     2.00000        TERM   LinStatic                   0.000       1.726   4.060E-06      0.0000 
          25     2.00000        TERM   LinStatic                   0.000       1.738   4.060E-06      0.0000 
          25     2.35000        TERM   LinStatic                   0.000       1.738   4.060E-06      0.0000 
          25     0.15000       COMB1 Combination         Max       0.000      56.033   5.090E-05      0.0000 
          25     0.50000       COMB1 Combination         Max       0.000      63.410   5.090E-05      0.0000 
          25     0.50000       COMB1 Combination         Max       0.000      32.238   5.090E-05      0.0000 
          25     1.00000       COMB1 Combination         Max       0.000      42.776   5.090E-05      0.0000 
          25     1.00000       COMB1 Combination         Max       0.000      11.624   5.090E-05      0.0000 
          25     1.25000       COMB1 Combination         Max       0.000      16.893   5.090E-05      0.0000 
          25     1.50000       COMB1 Combination         Max       0.000      22.161   5.090E-05      0.0000 
          25     1.50000       COMB1 Combination         Max       0.000      -8.978   5.090E-05      0.0000 
          25     2.00000       COMB1 Combination         Max       0.000       1.559   5.090E-05      0.0000 
          25     2.00000       COMB1 Combination         Max       0.000     -29.578   5.090E-05      0.0000 
          25     2.35000       COMB1 Combination         Max       0.000     -22.202   5.090E-05      0.0000 
          25     0.15000       COMB1 Combination         Min       0.000      56.033   5.090E-05      0.0000 
          25     0.50000       COMB1 Combination         Min       0.000      63.410   5.090E-05      0.0000 
          25     0.50000       COMB1 Combination         Min       0.000      32.238   5.090E-05      0.0000 
          25     1.00000       COMB1 Combination         Min       0.000      42.776   5.090E-05      0.0000 
          25     1.00000       COMB1 Combination         Min       0.000      11.624   5.090E-05      0.0000 
          25     1.25000       COMB1 Combination         Min       0.000      16.893   5.090E-05      0.0000 
          25     1.50000       COMB1 Combination         Min       0.000      22.161   5.090E-05      0.0000 
          25     1.50000       COMB1 Combination         Min       0.000      -8.978   5.090E-05      0.0000 
          25     2.00000       COMB1 Combination         Min       0.000       1.559   5.090E-05      0.0000 
          25     2.00000       COMB1 Combination         Min       0.000     -29.578   5.090E-05      0.0000 
          25     2.35000       COMB1 Combination         Min       0.000     -22.202   5.090E-05      0.0000 
          25     0.15000       COMB2 Combination         Max       0.000      65.526   7.743E-05      0.0000 
          25     0.50000       COMB2 Combination         Max       0.000      72.902   7.743E-05      0.0000 
          25     0.50000       COMB2 Combination         Max       0.000      38.863   7.743E-05      0.0000 
          25     1.00000       COMB2 Combination         Max       0.000      49.401   7.743E-05      0.0000 
          25     1.00000       COMB2 Combination         Max       0.000      15.385   7.743E-05      0.0000 
          25     1.25000       COMB2 Combination         Max       0.000      20.654   7.743E-05      0.0000 
          25     1.50000       COMB2 Combination         Max       0.000      25.923   7.743E-05      0.0000 
          25     1.50000       COMB2 Combination         Max       0.000      -8.078   7.743E-05      0.0000 
          25     2.00000       COMB2 Combination         Max       0.000       2.460   7.743E-05      0.0000 
          25     2.00000       COMB2 Combination         Max       0.000     -31.537   7.743E-05      0.0000 
          25     2.35000       COMB2 Combination         Max       0.000     -24.161   7.743E-05      0.0000 
          25     0.15000       COMB2 Combination         Min       0.000      65.526   7.743E-05      0.0000 
          25     0.50000       COMB2 Combination         Min       0.000      72.902   7.743E-05      0.0000 
          25     0.50000       COMB2 Combination         Min       0.000      38.863   7.743E-05      0.0000 
          25     1.00000       COMB2 Combination         Min       0.000      49.401   7.743E-05      0.0000 
          25     1.00000       COMB2 Combination         Min       0.000      15.385   7.743E-05      0.0000 
          25     1.25000       COMB2 Combination         Min       0.000      20.654   7.743E-05      0.0000 
          25     1.50000       COMB2 Combination         Min       0.000      25.923   7.743E-05      0.0000 
          25     1.50000       COMB2 Combination         Min       0.000      -8.078   7.743E-05      0.0000 
          25     2.00000       COMB2 Combination         Min       0.000       2.460   7.743E-05      0.0000 
          25     2.00000       COMB2 Combination         Min       0.000     -31.537   7.743E-05      0.0000 
          25     2.35000       COMB2 Combination         Min       0.000     -24.161   7.743E-05      0.0000 
          25     0.15000       COMB3 Combination         Max       0.000      53.920   3.812E-05      0.0000 
          25     0.50000       COMB3 Combination         Max       0.000      61.296   3.812E-05      0.0000 
          25     0.50000       COMB3 Combination         Max       0.000      30.829   3.812E-05      0.0000 
          25     1.00000       COMB3 Combination         Max       0.000      41.367   3.812E-05      0.0000 
          25     1.00000       COMB3 Combination         Max       0.000      10.918   3.812E-05      0.0000 
          25     1.25000       COMB3 Combination         Max       0.000      16.187   3.812E-05      0.0000 
          25     1.50000       COMB3 Combination         Max       0.000      21.455   3.812E-05      0.0000 
          25     1.50000       COMB3 Combination         Max       0.000      -8.981   3.812E-05      0.0000 
          25     2.00000       COMB3 Combination         Max       0.000       1.556   3.812E-05      0.0000 
          25     2.00000       COMB3 Combination         Max       0.000     -28.878   3.812E-05      0.0000 
          25     2.35000       COMB3 Combination         Max       0.000     -21.502   3.812E-05      0.0000 
          25     0.15000       COMB3 Combination         Min       0.000      53.920   3.812E-05      0.0000 
          25     0.50000       COMB3 Combination         Min       0.000      61.296   3.812E-05      0.0000 
          25     0.50000       COMB3 Combination         Min       0.000      30.829   3.812E-05      0.0000 
          25     1.00000       COMB3 Combination         Min       0.000      41.367   3.812E-05      0.0000 
          25     1.00000       COMB3 Combination         Min       0.000      10.918   3.812E-05      0.0000 
          25     1.25000       COMB3 Combination         Min       0.000      16.187   3.812E-05      0.0000 
          25     1.50000       COMB3 Combination         Min       0.000      21.455   3.812E-05      0.0000 
          25     1.50000       COMB3 Combination         Min       0.000      -8.981   3.812E-05      0.0000 
          25     2.00000       COMB3 Combination         Min       0.000       1.556   3.812E-05      0.0000 
          25     2.00000       COMB3 Combination         Min       0.000     -28.878   3.812E-05      0.0000 
          25     2.35000       COMB3 Combination         Min       0.000     -21.502   3.812E-05      0.0000 
          25     0.15000       COMB4 Combination         Max       0.000      55.244  -7.982E-03      0.0000 
          25     0.50000       COMB4 Combination         Max       0.000      62.621  -7.982E-03      0.0000 
          25     0.50000       COMB4 Combination         Max       0.000      32.073  -7.982E-03      0.0000 
          25     1.00000       COMB4 Combination         Max       0.000      42.611  -7.982E-03      0.0000 
          25     1.00000       COMB4 Combination         Max       0.000      12.083  -7.982E-03      0.0000 
          25     1.25000       COMB4 Combination         Max       0.000      17.352  -7.982E-03      0.0000 
          25     1.50000       COMB4 Combination         Max       0.000      22.621  -7.982E-03      0.0000 
          25     1.50000       COMB4 Combination         Max       0.000      -7.894  -7.982E-03      0.0000 
          25     2.00000       COMB4 Combination         Max       0.000       2.643  -7.982E-03      0.0000 
          25     2.00000       COMB4 Combination         Max       0.000     -27.869  -7.982E-03      0.0000 
          25     2.35000       COMB4 Combination         Max       0.000     -20.493  -7.982E-03      0.0000 
          25     0.15000       COMB4 Combination         Min       0.000      55.244  -7.982E-03      0.0000 
          25     0.50000       COMB4 Combination         Min       0.000      62.621  -7.982E-03      0.0000 
          25     0.50000       COMB4 Combination         Min       0.000      32.073  -7.982E-03      0.0000 
          25     1.00000       COMB4 Combination         Min       0.000      42.611  -7.982E-03      0.0000 
          25     1.00000       COMB4 Combination         Min       0.000      12.083  -7.982E-03      0.0000 
          25     1.25000       COMB4 Combination         Min       0.000      17.352  -7.982E-03      0.0000 
          25     1.50000       COMB4 Combination         Min       0.000      22.621  -7.982E-03      0.0000 
          25     1.50000       COMB4 Combination         Min       0.000      -7.894  -7.982E-03      0.0000 
          25     2.00000       COMB4 Combination         Min       0.000       2.643  -7.982E-03      0.0000 
          25     2.00000       COMB4 Combination         Min       0.000     -27.869  -7.982E-03      0.0000 
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          25     2.35000       COMB4 Combination         Min       0.000     -20.493  -7.982E-03      0.0000 
          25     0.15000       COMB5 Combination         Max       0.000      63.412   6.465E-05      0.0000 
          25     0.50000       COMB5 Combination         Max       0.000      70.788   6.465E-05      0.0000 
          25     0.50000       COMB5 Combination         Max       0.000      37.454   6.465E-05      0.0000 
          25     1.00000       COMB5 Combination         Max       0.000      47.991   6.465E-05      0.0000 
          25     1.00000       COMB5 Combination         Max       0.000      14.679   6.465E-05      0.0000 
          25     1.25000       COMB5 Combination         Max       0.000      19.948   6.465E-05      0.0000 
          25     1.50000       COMB5 Combination         Max       0.000      25.217   6.465E-05      0.0000 
          25     1.50000       COMB5 Combination         Max       0.000      -8.081   6.465E-05      0.0000 
          25     2.00000       COMB5 Combination         Max       0.000       2.457   6.465E-05      0.0000 
          25     2.00000       COMB5 Combination         Max       0.000     -30.837   6.465E-05      0.0000 
          25     2.35000       COMB5 Combination         Max       0.000     -23.461   6.465E-05      0.0000 
          25     0.15000       COMB5 Combination         Min       0.000      63.412   6.465E-05      0.0000 
          25     0.50000       COMB5 Combination         Min       0.000      70.788   6.465E-05      0.0000 
          25     0.50000       COMB5 Combination         Min       0.000      37.454   6.465E-05      0.0000 
          25     1.00000       COMB5 Combination         Min       0.000      47.991   6.465E-05      0.0000 
          25     1.00000       COMB5 Combination         Min       0.000      14.679   6.465E-05      0.0000 
          25     1.25000       COMB5 Combination         Min       0.000      19.948   6.465E-05      0.0000 
          25     1.50000       COMB5 Combination         Min       0.000      25.217   6.465E-05      0.0000 
          25     1.50000       COMB5 Combination         Min       0.000      -8.081   6.465E-05      0.0000 
          25     2.00000       COMB5 Combination         Min       0.000       2.457   6.465E-05      0.0000 
          25     2.00000       COMB5 Combination         Min       0.000     -30.837   6.465E-05      0.0000 
          25     2.35000       COMB5 Combination         Min       0.000     -23.461   6.465E-05      0.0000 
          25     0.15000       COMB6 Combination         Max       0.000      64.736  -7.955E-03      0.0000 
          25     0.50000       COMB6 Combination         Max       0.000      72.113  -7.955E-03      0.0000 
          25     0.50000       COMB6 Combination         Max       0.000      38.698  -7.955E-03      0.0000 
          25     1.00000       COMB6 Combination         Max       0.000      49.236  -7.955E-03      0.0000 
          25     1.00000       COMB6 Combination         Max       0.000      15.845  -7.955E-03      0.0000 
          25     1.25000       COMB6 Combination         Max       0.000      21.113  -7.955E-03      0.0000 
          25     1.50000       COMB6 Combination         Max       0.000      26.382  -7.955E-03      0.0000 
          25     1.50000       COMB6 Combination         Max       0.000      -6.994  -7.955E-03      0.0000 
          25     2.00000       COMB6 Combination         Max       0.000       3.544  -7.955E-03      0.0000 
          25     2.00000       COMB6 Combination         Max       0.000     -29.828  -7.955E-03      0.0000 
          25     2.35000       COMB6 Combination         Max       0.000     -22.452  -7.955E-03      0.0000 
          25     0.15000       COMB6 Combination         Min       0.000      64.736  -7.955E-03      0.0000 
          25     0.50000       COMB6 Combination         Min       0.000      72.113  -7.955E-03      0.0000 
          25     0.50000       COMB6 Combination         Min       0.000      38.698  -7.955E-03      0.0000 
          25     1.00000       COMB6 Combination         Min       0.000      49.236  -7.955E-03      0.0000 
          25     1.00000       COMB6 Combination         Min       0.000      15.845  -7.955E-03      0.0000 
          25     1.25000       COMB6 Combination         Min       0.000      21.113  -7.955E-03      0.0000 
          25     1.50000       COMB6 Combination         Min       0.000      26.382  -7.955E-03      0.0000 
          25     1.50000       COMB6 Combination         Min       0.000      -6.994  -7.955E-03      0.0000 
          25     2.00000       COMB6 Combination         Min       0.000       3.544  -7.955E-03      0.0000 
          25     2.00000       COMB6 Combination         Min       0.000     -29.828  -7.955E-03      0.0000 
          25     2.35000       COMB6 Combination         Min       0.000     -22.452  -7.955E-03      0.0000 
          25     0.15000       COMB7 Combination         Max       0.000      52.640   4.278E-05      0.0000 
          25     0.50000       COMB7 Combination         Max       0.000      60.016   4.278E-05      0.0000 
          25     0.50000       COMB7 Combination         Max       0.000      28.828   4.278E-05      0.0000 
          25     1.00000       COMB7 Combination         Max       0.000      39.365   4.278E-05      0.0000 
          25     1.00000       COMB7 Combination         Max       0.000       8.194   4.278E-05      0.0000 
          25     1.25000       COMB7 Combination         Max       0.000      13.462   4.278E-05      0.0000 
          25     1.50000       COMB7 Combination         Max       0.000      18.731   4.278E-05      0.0000 
          25     1.50000       COMB7 Combination         Max       0.000     -12.431   4.278E-05      0.0000 
          25     2.00000       COMB7 Combination         Max       0.000      -1.893   4.278E-05      0.0000 
          25     2.00000       COMB7 Combination         Max       0.000     -33.055   4.278E-05      0.0000 
          25     2.35000       COMB7 Combination         Max       0.000     -25.679   4.278E-05      0.0000 
          25     0.15000       COMB7 Combination         Min       0.000      52.640   4.278E-05      0.0000 
          25     0.50000       COMB7 Combination         Min       0.000      60.016   4.278E-05      0.0000 
          25     0.50000       COMB7 Combination         Min       0.000      28.828   4.278E-05      0.0000 
          25     1.00000       COMB7 Combination         Min       0.000      39.365   4.278E-05      0.0000 
          25     1.00000       COMB7 Combination         Min       0.000       8.194   4.278E-05      0.0000 
          25     1.25000       COMB7 Combination         Min       0.000      13.462   4.278E-05      0.0000 
          25     1.50000       COMB7 Combination         Min       0.000      18.731   4.278E-05      0.0000 
          25     1.50000       COMB7 Combination         Min       0.000     -12.431   4.278E-05      0.0000 
          25     2.00000       COMB7 Combination         Min       0.000      -1.893   4.278E-05      0.0000 
          25     2.00000       COMB7 Combination         Min       0.000     -33.055   4.278E-05      0.0000 
          25     2.35000       COMB7 Combination         Min       0.000     -25.679   4.278E-05      0.0000 
          25     0.15000       COMB8 Combination         Max       0.000      62.132   6.931E-05      0.0000 
          25     0.50000       COMB8 Combination         Max       0.000      69.508   6.931E-05      0.0000 
          25     0.50000       COMB8 Combination         Max       0.000      35.453   6.931E-05      0.0000 
          25     1.00000       COMB8 Combination         Max       0.000      45.990   6.931E-05      0.0000 
          25     1.00000       COMB8 Combination         Max       0.000      11.955   6.931E-05      0.0000 
          25     1.25000       COMB8 Combination         Max       0.000      17.224   6.931E-05      0.0000 
          25     1.50000       COMB8 Combination         Max       0.000      22.493   6.931E-05      0.0000 
          25     1.50000       COMB8 Combination         Max       0.000     -11.530   6.931E-05      0.0000 
          25     2.00000       COMB8 Combination         Max       0.000      -0.993   6.931E-05      0.0000 
          25     2.00000       COMB8 Combination         Max       0.000     -35.014   6.931E-05      0.0000 
          25     2.35000       COMB8 Combination         Max       0.000     -27.637   6.931E-05      0.0000 
          25     0.15000       COMB8 Combination         Min       0.000      62.132   6.931E-05      0.0000 
          25     0.50000       COMB8 Combination         Min       0.000      69.508   6.931E-05      0.0000 
          25     0.50000       COMB8 Combination         Min       0.000      35.453   6.931E-05      0.0000 
          25     1.00000       COMB8 Combination         Min       0.000      45.990   6.931E-05      0.0000 
          25     1.00000       COMB8 Combination         Min       0.000      11.955   6.931E-05      0.0000 
          25     1.25000       COMB8 Combination         Min       0.000      17.224   6.931E-05      0.0000 
          25     1.50000       COMB8 Combination         Min       0.000      22.493   6.931E-05      0.0000 
          25     1.50000       COMB8 Combination         Min       0.000     -11.530   6.931E-05      0.0000 
          25     2.00000       COMB8 Combination         Min       0.000      -0.993   6.931E-05      0.0000 
          25     2.00000       COMB8 Combination         Min       0.000     -35.014   6.931E-05      0.0000 
          25     2.35000       COMB8 Combination         Min       0.000     -27.637   6.931E-05      0.0000 
          25     0.15000       COMB9 Combination         Max       0.000      50.527   3.000E-05      0.0000 
          25     0.50000       COMB9 Combination         Max       0.000      57.903   3.000E-05      0.0000 
          25     0.50000       COMB9 Combination         Max       0.000      27.418   3.000E-05      0.0000 
          25     1.00000       COMB9 Combination         Max       0.000      37.956   3.000E-05      0.0000 
          25     1.00000       COMB9 Combination         Max       0.000       7.488   3.000E-05      0.0000 
          25     1.25000       COMB9 Combination         Max       0.000      12.756   3.000E-05      0.0000 
          25     1.50000       COMB9 Combination         Max       0.000      18.025   3.000E-05      0.0000 
          25     1.50000       COMB9 Combination         Max       0.000     -12.434   3.000E-05      0.0000 
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          25     2.00000       COMB9 Combination         Max       0.000      -1.896   3.000E-05      0.0000 
          25     2.00000       COMB9 Combination         Max       0.000     -32.355   3.000E-05      0.0000 
          25     2.35000       COMB9 Combination         Max       0.000     -24.979   3.000E-05      0.0000 
          25     0.15000       COMB9 Combination         Min       0.000      50.527   3.000E-05      0.0000 
          25     0.50000       COMB9 Combination         Min       0.000      57.903   3.000E-05      0.0000 
          25     0.50000       COMB9 Combination         Min       0.000      27.418   3.000E-05      0.0000 
          25     1.00000       COMB9 Combination         Min       0.000      37.956   3.000E-05      0.0000 
          25     1.00000       COMB9 Combination         Min       0.000       7.488   3.000E-05      0.0000 
          25     1.25000       COMB9 Combination         Min       0.000      12.756   3.000E-05      0.0000 
          25     1.50000       COMB9 Combination         Min       0.000      18.025   3.000E-05      0.0000 
          25     1.50000       COMB9 Combination         Min       0.000     -12.434   3.000E-05      0.0000 
          25     2.00000       COMB9 Combination         Min       0.000      -1.896   3.000E-05      0.0000 
          25     2.00000       COMB9 Combination         Min       0.000     -32.355   3.000E-05      0.0000 
          25     2.35000       COMB9 Combination         Min       0.000     -24.979   3.000E-05      0.0000 
          25     0.15000      COMB10 Combination         Max       0.000      51.851  -7.990E-03      0.0000 
          25     0.50000      COMB10 Combination         Max       0.000      59.227  -7.990E-03      0.0000 
          25     0.50000      COMB10 Combination         Max       0.000      28.663  -7.990E-03      0.0000 
          25     1.00000      COMB10 Combination         Max       0.000      39.200  -7.990E-03      0.0000 
          25     1.00000      COMB10 Combination         Max       0.000       8.653  -7.990E-03      0.0000 
          25     1.25000      COMB10 Combination         Max       0.000      13.922  -7.990E-03      0.0000 
          25     1.50000      COMB10 Combination         Max       0.000      19.190  -7.990E-03      0.0000 
          25     1.50000      COMB10 Combination         Max       0.000     -11.347  -7.990E-03      0.0000 
          25     2.00000      COMB10 Combination         Max       0.000      -0.809  -7.990E-03      0.0000 
          25     2.00000      COMB10 Combination         Max       0.000     -31.346  -7.990E-03      0.0000 
          25     2.35000      COMB10 Combination         Max       0.000     -23.969  -7.990E-03      0.0000 
          25     0.15000      COMB10 Combination         Min       0.000      51.851  -7.990E-03      0.0000 
          25     0.50000      COMB10 Combination         Min       0.000      59.227  -7.990E-03      0.0000 
          25     0.50000      COMB10 Combination         Min       0.000      28.663  -7.990E-03      0.0000 
          25     1.00000      COMB10 Combination         Min       0.000      39.200  -7.990E-03      0.0000 
          25     1.00000      COMB10 Combination         Min       0.000       8.653  -7.990E-03      0.0000 
          25     1.25000      COMB10 Combination         Min       0.000      13.922  -7.990E-03      0.0000 
          25     1.50000      COMB10 Combination         Min       0.000      19.190  -7.990E-03      0.0000 
          25     1.50000      COMB10 Combination         Min       0.000     -11.347  -7.990E-03      0.0000 
          25     2.00000      COMB10 Combination         Min       0.000      -0.809  -7.990E-03      0.0000 
          25     2.00000      COMB10 Combination         Min       0.000     -31.346  -7.990E-03      0.0000 
          25     2.35000      COMB10 Combination         Min       0.000     -23.969  -7.990E-03      0.0000 
          25     0.15000      COMB11 Combination         Max       0.000      60.019   5.653E-05      0.0000 
          25     0.50000      COMB11 Combination         Max       0.000      67.395   5.653E-05      0.0000 
          25     0.50000      COMB11 Combination         Max       0.000      34.043   5.653E-05      0.0000 
          25     1.00000      COMB11 Combination         Max       0.000      44.581   5.653E-05      0.0000 
          25     1.00000      COMB11 Combination         Max       0.000      11.249   5.653E-05      0.0000 
          25     1.25000      COMB11 Combination         Max       0.000      16.518   5.653E-05      0.0000 
          25     1.50000      COMB11 Combination         Max       0.000      21.787   5.653E-05      0.0000 
          25     1.50000      COMB11 Combination         Max       0.000     -11.533   5.653E-05      0.0000 
          25     2.00000      COMB11 Combination         Max       0.000      -0.996   5.653E-05      0.0000 
          25     2.00000      COMB11 Combination         Max       0.000     -34.314   5.653E-05      0.0000 
          25     2.35000      COMB11 Combination         Max       0.000     -26.938   5.653E-05      0.0000 
          25     0.15000      COMB11 Combination         Min       0.000      60.019   5.653E-05      0.0000 
          25     0.50000      COMB11 Combination         Min       0.000      67.395   5.653E-05      0.0000 
          25     0.50000      COMB11 Combination         Min       0.000      34.043   5.653E-05      0.0000 
          25     1.00000      COMB11 Combination         Min       0.000      44.581   5.653E-05      0.0000 
          25     1.00000      COMB11 Combination         Min       0.000      11.249   5.653E-05      0.0000 
          25     1.25000      COMB11 Combination         Min       0.000      16.518   5.653E-05      0.0000 
          25     1.50000      COMB11 Combination         Min       0.000      21.787   5.653E-05      0.0000 
          25     1.50000      COMB11 Combination         Min       0.000     -11.533   5.653E-05      0.0000 
          25     2.00000      COMB11 Combination         Min       0.000      -0.996   5.653E-05      0.0000 
          25     2.00000      COMB11 Combination         Min       0.000     -34.314   5.653E-05      0.0000 
          25     2.35000      COMB11 Combination         Min       0.000     -26.938   5.653E-05      0.0000 
          25     0.15000      COMB12 Combination         Max       0.000      61.343  -7.964E-03      0.0000 
          25     0.50000      COMB12 Combination         Max       0.000      68.719  -7.964E-03      0.0000 
          25     0.50000      COMB12 Combination         Max       0.000      35.288  -7.964E-03      0.0000 
          25     1.00000      COMB12 Combination         Max       0.000      45.825  -7.964E-03      0.0000 
          25     1.00000      COMB12 Combination         Max       0.000      12.414  -7.964E-03      0.0000 
          25     1.25000      COMB12 Combination         Max       0.000      17.683  -7.964E-03      0.0000 
          25     1.50000      COMB12 Combination         Max       0.000      22.952  -7.964E-03      0.0000 
          25     1.50000      COMB12 Combination         Max       0.000     -10.446  -7.964E-03      0.0000 
          25     2.00000      COMB12 Combination         Max       0.000       0.091  -7.964E-03      0.0000 
          25     2.00000      COMB12 Combination         Max       0.000     -33.305  -7.964E-03      0.0000 
          25     2.35000      COMB12 Combination         Max       0.000     -25.928  -7.964E-03      0.0000 
          25     0.15000      COMB12 Combination         Min       0.000      61.343  -7.964E-03      0.0000 
          25     0.50000      COMB12 Combination         Min       0.000      68.719  -7.964E-03      0.0000 
          25     0.50000      COMB12 Combination         Min       0.000      35.288  -7.964E-03      0.0000 
          25     1.00000      COMB12 Combination         Min       0.000      45.825  -7.964E-03      0.0000 
          25     1.00000      COMB12 Combination         Min       0.000      12.414  -7.964E-03      0.0000 
          25     1.25000      COMB12 Combination         Min       0.000      17.683  -7.964E-03      0.0000 
          25     1.50000      COMB12 Combination         Min       0.000      22.952  -7.964E-03      0.0000 
          25     1.50000      COMB12 Combination         Min       0.000     -10.446  -7.964E-03      0.0000 
          25     2.00000      COMB12 Combination         Min       0.000       0.091  -7.964E-03      0.0000 
          25     2.00000      COMB12 Combination         Min       0.000     -33.305  -7.964E-03      0.0000 
          25     2.35000      COMB12 Combination         Min       0.000     -25.928  -7.964E-03      0.0000 
          25     0.15000      COMB13 Combination         Max       1.054      67.654       0.067      0.0000 
          25     0.50000      COMB13 Combination         Max       1.054      75.030       0.067      0.0000 
          25     0.50000      COMB13 Combination         Max       0.656      40.950       0.045      0.0000 
          25     1.00000      COMB13 Combination         Max       0.656      51.487       0.045      0.0000 
          25     1.00000      COMB13 Combination         Max   6.402E-07      17.431       0.023      0.0000 
          25     1.25000      COMB13 Combination         Max   6.402E-07      22.700       0.023      0.0000 
          25     1.50000      COMB13 Combination         Max   6.402E-07      27.968       0.023      0.0000 
          25     1.50000      COMB13 Combination         Max       0.656      -6.072       0.051      0.0000 
          25     2.00000      COMB13 Combination         Max       0.656       4.466       0.051      0.0000 
          25     2.00000      COMB13 Combination         Max       1.054     -29.570       0.071      0.0000 
          25     2.35000      COMB13 Combination         Max       1.054     -22.194       0.071      0.0000 
          25     0.15000      COMB13 Combination         Min      -1.054      60.004      -0.067      0.0000 
          25     0.50000      COMB13 Combination         Min      -1.054      67.380      -0.067      0.0000 
          25     0.50000      COMB13 Combination         Min      -0.656      33.366      -0.045      0.0000 
          25     1.00000      COMB13 Combination         Min      -0.656      43.904      -0.045      0.0000 
          25     1.00000      COMB13 Combination         Min  -6.402E-07       9.910      -0.023      0.0000 
          25     1.25000      COMB13 Combination         Min  -6.402E-07      15.178      -0.023      0.0000 
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          25     1.50000      COMB13 Combination         Min  -6.402E-07      20.447      -0.023      0.0000 
          25     1.50000      COMB13 Combination         Min      -0.656     -13.536      -0.051      0.0000 
          25     2.00000      COMB13 Combination         Min      -0.656      -2.998      -0.051      0.0000 
          25     2.00000      COMB13 Combination         Min      -1.054     -36.981      -0.071      0.0000 
          25     2.35000      COMB13 Combination         Min      -1.054     -29.605      -0.071      0.0000 
          25     0.15000      COMB14 Combination         Max       0.135      68.673       0.984      0.0000 
          25     0.50000      COMB14 Combination         Max       0.135      76.049       0.984      0.0000 
          25     0.50000      COMB14 Combination         Max       0.084      41.759       0.673      0.0000 
          25     1.00000      COMB14 Combination         Max       0.084      52.296       0.673      0.0000 
          25     1.00000      COMB14 Combination         Max   4.491E-07      18.032       0.107      0.0000 
          25     1.25000      COMB14 Combination         Max   4.491E-07      23.300       0.107      0.0000 
          25     1.50000      COMB14 Combination         Max   4.491E-07      28.569       0.107      0.0000 
          25     1.50000      COMB14 Combination         Max       0.084      -5.678       0.677      0.0000 
          25     2.00000      COMB14 Combination         Max       0.084       4.859       0.677      0.0000 
          25     2.00000      COMB14 Combination         Max       0.135     -29.382       0.978      0.0000 
          25     2.35000      COMB14 Combination         Max       0.135     -22.006       0.978      0.0000 
          25     0.15000      COMB14 Combination         Min      -0.135      58.985      -0.984      0.0000 
          25     0.50000      COMB14 Combination         Min      -0.135      66.361      -0.984      0.0000 
          25     0.50000      COMB14 Combination         Min      -0.084      32.557      -0.673      0.0000 
          25     1.00000      COMB14 Combination         Min      -0.084      43.095      -0.673      0.0000 
          25     1.00000      COMB14 Combination         Min  -4.491E-07       9.309      -0.107      0.0000 
          25     1.25000      COMB14 Combination         Min  -4.491E-07      14.578      -0.107      0.0000 
          25     1.50000      COMB14 Combination         Min  -4.491E-07      19.846      -0.107      0.0000 
          25     1.50000      COMB14 Combination         Min      -0.084     -13.930      -0.677      0.0000 
          25     2.00000      COMB14 Combination         Min      -0.084      -3.392      -0.677      0.0000 
          25     2.00000      COMB14 Combination         Min      -0.135     -37.168      -0.978      0.0000 
          25     2.35000      COMB14 Combination         Min      -0.135     -29.792      -0.978      0.0000 
          25     0.15000         INV Combination         Max       1.054      68.673       0.984      0.0000 
          25     0.50000         INV Combination         Max       1.054      76.049       0.984      0.0000 
          25     0.50000         INV Combination         Max       0.656      41.759       0.673      0.0000 
          25     1.00000         INV Combination         Max       0.656      52.296       0.673      0.0000 
          25     1.00000         INV Combination         Max   6.402E-07      18.032       0.107      0.0000 
          25     1.25000         INV Combination         Max   6.402E-07      23.300       0.107      0.0000 
          25     1.50000         INV Combination         Max   6.402E-07      28.569       0.107      0.0000 
          25     1.50000         INV Combination         Max       0.656      -5.678       0.677      0.0000 
          25     2.00000         INV Combination         Max       0.656       4.859       0.677      0.0000 
          25     2.00000         INV Combination         Max       1.054     -27.869       0.978      0.0000 
          25     2.35000         INV Combination         Max       1.054     -20.493       0.978      0.0000 
          25     0.15000         INV Combination         Min      -1.054      50.527      -0.984      0.0000 
          25     0.50000         INV Combination         Min      -1.054      57.903      -0.984      0.0000 
          25     0.50000         INV Combination         Min      -0.656      27.418      -0.673      0.0000 
          25     1.00000         INV Combination         Min      -0.656      37.956      -0.673      0.0000 
          25     1.00000         INV Combination         Min  -6.402E-07       7.488      -0.107      0.0000 
          25     1.25000         INV Combination         Min  -6.402E-07      12.756      -0.107      0.0000 
          25     1.50000         INV Combination         Min  -6.402E-07      18.025      -0.107      0.0000 
          25     1.50000         INV Combination         Min      -0.656     -13.930      -0.677      0.0000 
          25     2.00000         INV Combination         Min      -0.656      -3.392      -0.677      0.0000 
          25     2.00000         INV Combination         Min      -1.054     -37.168      -0.978      0.0000 
          25     2.35000         INV Combination         Min      -1.054     -29.792      -0.978      0.0000 
          26     0.15000          PP   LinStatic                   0.000      67.524   3.403E-06      0.0000 
          26     0.50000          PP   LinStatic                   0.000      73.150   3.403E-06      0.0000 
          26     0.50000          PP   LinStatic                   0.000      48.697   3.403E-06      0.0000 
          26     1.00000          PP   LinStatic                   0.000      56.734   3.403E-06      0.0000 
          26     1.00000          PP   LinStatic                   0.000      32.311   3.403E-06      0.0000 
          26     1.25000          PP   LinStatic                   0.000      36.330   3.403E-06      0.0000 
          26     1.50000          PP   LinStatic                   0.000      40.349   3.403E-06      0.0000 
          26     1.50000          PP   LinStatic                   0.000      15.952   3.403E-06      0.0000 
          26     2.00000          PP   LinStatic                   0.000      23.989   3.403E-06      0.0000 
          26     2.00000          PP   LinStatic                   0.000      -0.391   3.403E-06      0.0000 
          26     2.35000          PP   LinStatic                   0.000       5.236   3.403E-06      0.0000 
          26     0.15000        PERM   LinStatic                   0.000      23.739  -3.282E-05      0.0000 
          26     0.50000        PERM   LinStatic                   0.000      25.489  -3.282E-05      0.0000 
          26     0.50000        PERM   LinStatic                   0.000      18.817  -3.282E-05      0.0000 
          26     1.00000        PERM   LinStatic                   0.000      21.317  -3.282E-05      0.0000 
          26     1.00000        PERM   LinStatic                   0.000      14.658  -3.282E-05      0.0000 
          26     1.25000        PERM   LinStatic                   0.000      15.908  -3.282E-05      0.0000 
          26     1.50000        PERM   LinStatic                   0.000      17.158  -3.282E-05      0.0000 
          26     1.50000        PERM   LinStatic                   0.000      10.510  -3.282E-05      0.0000 
          26     2.00000        PERM   LinStatic                   0.000      13.010  -3.282E-05      0.0000 
          26     2.00000        PERM   LinStatic                   0.000       6.371  -3.282E-05      0.0000 
          26     2.35000        PERM   LinStatic                   0.000       8.121  -3.282E-05      0.0000 
          26     0.15000        NEVE   LinStatic                   0.000      16.584  -2.246E-05      0.0000 
          26     0.50000        NEVE   LinStatic                   0.000      16.584  -2.246E-05      0.0000 
          26     0.50000        NEVE   LinStatic                   0.000      13.730  -2.246E-05      0.0000 
          26     1.00000        NEVE   LinStatic                   0.000      13.730  -2.246E-05      0.0000 
          26     1.00000        NEVE   LinStatic                   0.000      10.884  -2.246E-05      0.0000 
          26     1.25000        NEVE   LinStatic                   0.000      10.884  -2.246E-05      0.0000 
          26     1.50000        NEVE   LinStatic                   0.000      10.884  -2.246E-05      0.0000 
          26     1.50000        NEVE   LinStatic                   0.000       8.046  -2.246E-05      0.0000 
          26     2.00000        NEVE   LinStatic                   0.000       8.046  -2.246E-05      0.0000 
          26     2.00000        NEVE   LinStatic                   0.000       5.214  -2.246E-05      0.0000 
          26     2.35000        NEVE   LinStatic                   0.000       5.214  -2.246E-05      0.0000 
          26     0.15000      VENTOX   LinStatic                   0.000      -3.864  -5.345E-06      0.0000 
          26     0.50000      VENTOX   LinStatic                   0.000      -3.864  -5.345E-06      0.0000 
          26     0.50000      VENTOX   LinStatic                   0.000      -3.162  -5.345E-06      0.0000 
          26     1.00000      VENTOX   LinStatic                   0.000      -3.162  -5.345E-06      0.0000 
          26     1.00000      VENTOX   LinStatic                   0.000      -2.463  -5.345E-06      0.0000 
          26     1.25000      VENTOX   LinStatic                   0.000      -2.463  -5.345E-06      0.0000 
          26     1.50000      VENTOX   LinStatic                   0.000      -2.463  -5.345E-06      0.0000 
          26     1.50000      VENTOX   LinStatic                   0.000      -1.765  -5.345E-06      0.0000 
          26     2.00000      VENTOX   LinStatic                   0.000      -1.765  -5.345E-06      0.0000 
          26     2.00000      VENTOX   LinStatic                   0.000      -1.068  -5.345E-06      0.0000 
          26     2.35000      VENTOX   LinStatic                   0.000      -1.068  -5.345E-06      0.0000 
          26     0.15000      VENTOY   LinStatic                   0.000      -2.084  -6.658E-03      0.0000 
          26     0.50000      VENTOY   LinStatic                   0.000      -2.084  -6.658E-03      0.0000 
          26     0.50000      VENTOY   LinStatic                   0.000      -1.459  -6.658E-03      0.0000 
          26     1.00000      VENTOY   LinStatic                   0.000      -1.459  -6.658E-03      0.0000 
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          26     1.00000      VENTOY   LinStatic                   0.000      -0.835  -6.658E-03      0.0000 
          26     1.25000      VENTOY   LinStatic                   0.000      -0.835  -6.658E-03      0.0000 
          26     1.50000      VENTOY   LinStatic                   0.000      -0.835  -6.658E-03      0.0000 
          26     1.50000      VENTOY   LinStatic                   0.000      -0.211  -6.658E-03      0.0000 
          26     2.00000      VENTOY   LinStatic                   0.000      -0.211  -6.658E-03      0.0000 
          26     2.00000      VENTOY   LinStatic                   0.000       0.412  -6.658E-03      0.0000 
          26     2.35000      VENTOY   LinStatic                   0.000       0.412  -6.658E-03      0.0000 
          26     0.15000      SISMAX LinRespSpec         Max       0.815       3.743       0.083      0.0000 
          26     0.50000      SISMAX LinRespSpec         Max       0.815       3.743       0.083      0.0000 
          26     0.50000      SISMAX LinRespSpec         Max       0.508       3.719       0.058      0.0000 
          26     1.00000      SISMAX LinRespSpec         Max       0.508       3.719       0.058      0.0000 
          26     1.00000      SISMAX LinRespSpec         Max   1.494E-06       3.697       0.028      0.0000 
          26     1.25000      SISMAX LinRespSpec         Max   1.494E-06       3.697       0.028      0.0000 
          26     1.50000      SISMAX LinRespSpec         Max   1.494E-06       3.697       0.028      0.0000 
          26     1.50000      SISMAX LinRespSpec         Max       0.508       3.678       0.062      0.0000 
          26     2.00000      SISMAX LinRespSpec         Max       0.508       3.678       0.062      0.0000 
          26     2.00000      SISMAX LinRespSpec         Max       0.815       3.661       0.087      0.0000 
          26     2.35000      SISMAX LinRespSpec         Max       0.815       3.661       0.087      0.0000 
          26     0.15000      SISMAY LinRespSpec         Max       0.153       6.440       0.964      0.0000 
          26     0.50000      SISMAY LinRespSpec         Max       0.153       6.440       0.964      0.0000 
          26     0.50000      SISMAY LinRespSpec         Max       0.095       6.208       0.665      0.0000 
          26     1.00000      SISMAY LinRespSpec         Max       0.095       6.208       0.665      0.0000 
          26     1.00000      SISMAY LinRespSpec         Max   1.003E-06       5.980       0.101      0.0000 
          26     1.25000      SISMAY LinRespSpec         Max   1.003E-06       5.980       0.101      0.0000 
          26     1.50000      SISMAY LinRespSpec         Max   1.003E-06       5.980       0.101      0.0000 
          26     1.50000      SISMAY LinRespSpec         Max       0.095       5.756       0.660      0.0000 
          26     2.00000      SISMAY LinRespSpec         Max       0.095       5.756       0.660      0.0000 
          26     2.00000      SISMAY LinRespSpec         Max       0.153       5.536       0.957      0.0000 
          26     2.35000      SISMAY LinRespSpec         Max       0.153       5.536       0.957      0.0000 
          26     0.15000        TERM   LinStatic                   0.000       0.862  -7.103E-07      0.0000 
          26     0.50000        TERM   LinStatic                   0.000       0.862  -7.103E-07      0.0000 
          26     0.50000        TERM   LinStatic                   0.000       0.875  -7.103E-07      0.0000 
          26     1.00000        TERM   LinStatic                   0.000       0.875  -7.103E-07      0.0000 
          26     1.00000        TERM   LinStatic                   0.000       0.889  -7.103E-07      0.0000 
          26     1.25000        TERM   LinStatic                   0.000       0.889  -7.103E-07      0.0000 
          26     1.50000        TERM   LinStatic                   0.000       0.889  -7.103E-07      0.0000 
          26     1.50000        TERM   LinStatic                   0.000       0.903  -7.103E-07      0.0000 
          26     2.00000        TERM   LinStatic                   0.000       0.903  -7.103E-07      0.0000 
          26     2.00000        TERM   LinStatic                   0.000       0.918  -7.103E-07      0.0000 
          26     2.35000        TERM   LinStatic                   0.000       0.918  -7.103E-07      0.0000 
          26     0.15000       COMB1 Combination         Max       0.000      92.125  -3.013E-05      0.0000 
          26     0.50000       COMB1 Combination         Max       0.000      99.501  -3.013E-05      0.0000 
          26     0.50000       COMB1 Combination         Max       0.000      68.389  -3.013E-05      0.0000 
          26     1.00000       COMB1 Combination         Max       0.000      78.927  -3.013E-05      0.0000 
          26     1.00000       COMB1 Combination         Max       0.000      47.858  -3.013E-05      0.0000 
          26     1.25000       COMB1 Combination         Max       0.000      53.127  -3.013E-05      0.0000 
          26     1.50000       COMB1 Combination         Max       0.000      58.395  -3.013E-05      0.0000 
          26     1.50000       COMB1 Combination         Max       0.000      27.365  -3.013E-05      0.0000 
          26     2.00000       COMB1 Combination         Max       0.000      37.903  -3.013E-05      0.0000 
          26     2.00000       COMB1 Combination         Max       0.000       6.898  -3.013E-05      0.0000 
          26     2.35000       COMB1 Combination         Max       0.000      14.274  -3.013E-05      0.0000 
          26     0.15000       COMB1 Combination         Min       0.000      92.125  -3.013E-05      0.0000 
          26     0.50000       COMB1 Combination         Min       0.000      99.501  -3.013E-05      0.0000 
          26     0.50000       COMB1 Combination         Min       0.000      68.389  -3.013E-05      0.0000 
          26     1.00000       COMB1 Combination         Min       0.000      78.927  -3.013E-05      0.0000 
          26     1.00000       COMB1 Combination         Min       0.000      47.858  -3.013E-05      0.0000 
          26     1.25000       COMB1 Combination         Min       0.000      53.127  -3.013E-05      0.0000 
          26     1.50000       COMB1 Combination         Min       0.000      58.395  -3.013E-05      0.0000 
          26     1.50000       COMB1 Combination         Min       0.000      27.365  -3.013E-05      0.0000 
          26     2.00000       COMB1 Combination         Min       0.000      37.903  -3.013E-05      0.0000 
          26     2.00000       COMB1 Combination         Min       0.000       6.898  -3.013E-05      0.0000 
          26     2.35000       COMB1 Combination         Min       0.000      14.274  -3.013E-05      0.0000 
          26     0.15000       COMB2 Combination         Max       0.000     108.709  -5.259E-05      0.0000 
          26     0.50000       COMB2 Combination         Max       0.000     116.085  -5.259E-05      0.0000 
          26     0.50000       COMB2 Combination         Max       0.000      82.120  -5.259E-05      0.0000 
          26     1.00000       COMB2 Combination         Max       0.000      92.657  -5.259E-05      0.0000 
          26     1.00000       COMB2 Combination         Max       0.000      58.742  -5.259E-05      0.0000 
          26     1.25000       COMB2 Combination         Max       0.000      64.011  -5.259E-05      0.0000 
          26     1.50000       COMB2 Combination         Max       0.000      69.280  -5.259E-05      0.0000 
          26     1.50000       COMB2 Combination         Max       0.000      35.411  -5.259E-05      0.0000 
          26     2.00000       COMB2 Combination         Max       0.000      45.949  -5.259E-05      0.0000 
          26     2.00000       COMB2 Combination         Max       0.000      12.112  -5.259E-05      0.0000 
          26     2.35000       COMB2 Combination         Max       0.000      19.489  -5.259E-05      0.0000 
          26     0.15000       COMB2 Combination         Min       0.000     108.709  -5.259E-05      0.0000 
          26     0.50000       COMB2 Combination         Min       0.000     116.085  -5.259E-05      0.0000 
          26     0.50000       COMB2 Combination         Min       0.000      82.120  -5.259E-05      0.0000 
          26     1.00000       COMB2 Combination         Min       0.000      92.657  -5.259E-05      0.0000 
          26     1.00000       COMB2 Combination         Min       0.000      58.742  -5.259E-05      0.0000 
          26     1.25000       COMB2 Combination         Min       0.000      64.011  -5.259E-05      0.0000 
          26     1.50000       COMB2 Combination         Min       0.000      69.280  -5.259E-05      0.0000 
          26     1.50000       COMB2 Combination         Min       0.000      35.411  -5.259E-05      0.0000 
          26     2.00000       COMB2 Combination         Min       0.000      45.949  -5.259E-05      0.0000 
          26     2.00000       COMB2 Combination         Min       0.000      12.112  -5.259E-05      0.0000 
          26     2.35000       COMB2 Combination         Min       0.000      19.489  -5.259E-05      0.0000 
          26     0.15000       COMB3 Combination         Max       0.000      88.260  -3.548E-05      0.0000 
          26     0.50000       COMB3 Combination         Max       0.000      95.637  -3.548E-05      0.0000 
          26     0.50000       COMB3 Combination         Max       0.000      65.227  -3.548E-05      0.0000 
          26     1.00000       COMB3 Combination         Max       0.000      75.764  -3.548E-05      0.0000 
          26     1.00000       COMB3 Combination         Max       0.000      45.395  -3.548E-05      0.0000 
          26     1.25000       COMB3 Combination         Max       0.000      50.664  -3.548E-05      0.0000 
          26     1.50000       COMB3 Combination         Max       0.000      55.933  -3.548E-05      0.0000 
          26     1.50000       COMB3 Combination         Max       0.000      25.600  -3.548E-05      0.0000 
          26     2.00000       COMB3 Combination         Max       0.000      36.138  -3.548E-05      0.0000 
          26     2.00000       COMB3 Combination         Max       0.000       5.830  -3.548E-05      0.0000 
          26     2.35000       COMB3 Combination         Max       0.000      13.206  -3.548E-05      0.0000 
          26     0.15000       COMB3 Combination         Min       0.000      88.260  -3.548E-05      0.0000 
          26     0.50000       COMB3 Combination         Min       0.000      95.637  -3.548E-05      0.0000 
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          26     0.50000       COMB3 Combination         Min       0.000      65.227  -3.548E-05      0.0000 
          26     1.00000       COMB3 Combination         Min       0.000      75.764  -3.548E-05      0.0000 
          26     1.00000       COMB3 Combination         Min       0.000      45.395  -3.548E-05      0.0000 
          26     1.25000       COMB3 Combination         Min       0.000      50.664  -3.548E-05      0.0000 
          26     1.50000       COMB3 Combination         Min       0.000      55.933  -3.548E-05      0.0000 
          26     1.50000       COMB3 Combination         Min       0.000      25.600  -3.548E-05      0.0000 
          26     2.00000       COMB3 Combination         Min       0.000      36.138  -3.548E-05      0.0000 
          26     2.00000       COMB3 Combination         Min       0.000       5.830  -3.548E-05      0.0000 
          26     2.35000       COMB3 Combination         Min       0.000      13.206  -3.548E-05      0.0000 
          26     0.15000       COMB4 Combination         Max       0.000      90.040  -6.688E-03      0.0000 
          26     0.50000       COMB4 Combination         Max       0.000      97.417  -6.688E-03      0.0000 
          26     0.50000       COMB4 Combination         Max       0.000      66.930  -6.688E-03      0.0000 
          26     1.00000       COMB4 Combination         Max       0.000      77.468  -6.688E-03      0.0000 
          26     1.00000       COMB4 Combination         Max       0.000      47.023  -6.688E-03      0.0000 
          26     1.25000       COMB4 Combination         Max       0.000      52.292  -6.688E-03      0.0000 
          26     1.50000       COMB4 Combination         Max       0.000      57.560  -6.688E-03      0.0000 
          26     1.50000       COMB4 Combination         Max       0.000      27.154  -6.688E-03      0.0000 
          26     2.00000       COMB4 Combination         Max       0.000      37.691  -6.688E-03      0.0000 
          26     2.00000       COMB4 Combination         Max       0.000       7.310  -6.688E-03      0.0000 
          26     2.35000       COMB4 Combination         Max       0.000      14.687  -6.688E-03      0.0000 
          26     0.15000       COMB4 Combination         Min       0.000      90.040  -6.688E-03      0.0000 
          26     0.50000       COMB4 Combination         Min       0.000      97.417  -6.688E-03      0.0000 
          26     0.50000       COMB4 Combination         Min       0.000      66.930  -6.688E-03      0.0000 
          26     1.00000       COMB4 Combination         Min       0.000      77.468  -6.688E-03      0.0000 
          26     1.00000       COMB4 Combination         Min       0.000      47.023  -6.688E-03      0.0000 
          26     1.25000       COMB4 Combination         Min       0.000      52.292  -6.688E-03      0.0000 
          26     1.50000       COMB4 Combination         Min       0.000      57.560  -6.688E-03      0.0000 
          26     1.50000       COMB4 Combination         Min       0.000      27.154  -6.688E-03      0.0000 
          26     2.00000       COMB4 Combination         Min       0.000      37.691  -6.688E-03      0.0000 
          26     2.00000       COMB4 Combination         Min       0.000       7.310  -6.688E-03      0.0000 
          26     2.35000       COMB4 Combination         Min       0.000      14.687  -6.688E-03      0.0000 
          26     0.15000       COMB5 Combination         Max       0.000     104.845  -5.793E-05      0.0000 
          26     0.50000       COMB5 Combination         Max       0.000     112.221  -5.793E-05      0.0000 
          26     0.50000       COMB5 Combination         Max       0.000      78.957  -5.793E-05      0.0000 
          26     1.00000       COMB5 Combination         Max       0.000      89.495  -5.793E-05      0.0000 
          26     1.00000       COMB5 Combination         Max       0.000      56.280  -5.793E-05      0.0000 
          26     1.25000       COMB5 Combination         Max       0.000      61.548  -5.793E-05      0.0000 
          26     1.50000       COMB5 Combination         Max       0.000      66.817  -5.793E-05      0.0000 
          26     1.50000       COMB5 Combination         Max       0.000      33.647  -5.793E-05      0.0000 
          26     2.00000       COMB5 Combination         Max       0.000      44.184  -5.793E-05      0.0000 
          26     2.00000       COMB5 Combination         Max       0.000      11.044  -5.793E-05      0.0000 
          26     2.35000       COMB5 Combination         Max       0.000      18.420  -5.793E-05      0.0000 
          26     0.15000       COMB5 Combination         Min       0.000     104.845  -5.793E-05      0.0000 
          26     0.50000       COMB5 Combination         Min       0.000     112.221  -5.793E-05      0.0000 
          26     0.50000       COMB5 Combination         Min       0.000      78.957  -5.793E-05      0.0000 
          26     1.00000       COMB5 Combination         Min       0.000      89.495  -5.793E-05      0.0000 
          26     1.00000       COMB5 Combination         Min       0.000      56.280  -5.793E-05      0.0000 
          26     1.25000       COMB5 Combination         Min       0.000      61.548  -5.793E-05      0.0000 
          26     1.50000       COMB5 Combination         Min       0.000      66.817  -5.793E-05      0.0000 
          26     1.50000       COMB5 Combination         Min       0.000      33.647  -5.793E-05      0.0000 
          26     2.00000       COMB5 Combination         Min       0.000      44.184  -5.793E-05      0.0000 
          26     2.00000       COMB5 Combination         Min       0.000      11.044  -5.793E-05      0.0000 
          26     2.35000       COMB5 Combination         Min       0.000      18.420  -5.793E-05      0.0000 
          26     0.15000       COMB6 Combination         Max       0.000     106.625  -6.710E-03      0.0000 
          26     0.50000       COMB6 Combination         Max       0.000     114.001  -6.710E-03      0.0000 
          26     0.50000       COMB6 Combination         Max       0.000      80.660  -6.710E-03      0.0000 
          26     1.00000       COMB6 Combination         Max       0.000      91.198  -6.710E-03      0.0000 
          26     1.00000       COMB6 Combination         Max       0.000      57.907  -6.710E-03      0.0000 
          26     1.25000       COMB6 Combination         Max       0.000      63.176  -6.710E-03      0.0000 
          26     1.50000       COMB6 Combination         Max       0.000      68.445  -6.710E-03      0.0000 
          26     1.50000       COMB6 Combination         Max       0.000      35.200  -6.710E-03      0.0000 
          26     2.00000       COMB6 Combination         Max       0.000      45.738  -6.710E-03      0.0000 
          26     2.00000       COMB6 Combination         Max       0.000      12.524  -6.710E-03      0.0000 
          26     2.35000       COMB6 Combination         Max       0.000      19.901  -6.710E-03      0.0000 
          26     0.15000       COMB6 Combination         Min       0.000     106.625  -6.710E-03      0.0000 
          26     0.50000       COMB6 Combination         Min       0.000     114.001  -6.710E-03      0.0000 
          26     0.50000       COMB6 Combination         Min       0.000      80.660  -6.710E-03      0.0000 
          26     1.00000       COMB6 Combination         Min       0.000      91.198  -6.710E-03      0.0000 
          26     1.00000       COMB6 Combination         Min       0.000      57.907  -6.710E-03      0.0000 
          26     1.25000       COMB6 Combination         Min       0.000      63.176  -6.710E-03      0.0000 
          26     1.50000       COMB6 Combination         Min       0.000      68.445  -6.710E-03      0.0000 
          26     1.50000       COMB6 Combination         Min       0.000      35.200  -6.710E-03      0.0000 
          26     2.00000       COMB6 Combination         Min       0.000      45.738  -6.710E-03      0.0000 
          26     2.00000       COMB6 Combination         Min       0.000      12.524  -6.710E-03      0.0000 
          26     2.35000       COMB6 Combination         Min       0.000      19.901  -6.710E-03      0.0000 
          26     0.15000       COMB7 Combination         Max       0.000      90.400  -2.871E-05      0.0000 
          26     0.50000       COMB7 Combination         Max       0.000      97.777  -2.871E-05      0.0000 
          26     0.50000       COMB7 Combination         Max       0.000      66.639  -2.871E-05      0.0000 
          26     1.00000       COMB7 Combination         Max       0.000      77.176  -2.871E-05      0.0000 
          26     1.00000       COMB7 Combination         Max       0.000      46.080  -2.871E-05      0.0000 
          26     1.25000       COMB7 Combination         Max       0.000      51.349  -2.871E-05      0.0000 
          26     1.50000       COMB7 Combination         Max       0.000      56.618  -2.871E-05      0.0000 
          26     1.50000       COMB7 Combination         Max       0.000      25.559  -2.871E-05      0.0000 
          26     2.00000       COMB7 Combination         Max       0.000      36.096  -2.871E-05      0.0000 
          26     2.00000       COMB7 Combination         Max       0.000       5.062  -2.871E-05      0.0000 
          26     2.35000       COMB7 Combination         Max       0.000      12.438  -2.871E-05      0.0000 
          26     0.15000       COMB7 Combination         Min       0.000      90.400  -2.871E-05      0.0000 
          26     0.50000       COMB7 Combination         Min       0.000      97.777  -2.871E-05      0.0000 
          26     0.50000       COMB7 Combination         Min       0.000      66.639  -2.871E-05      0.0000 
          26     1.00000       COMB7 Combination         Min       0.000      77.176  -2.871E-05      0.0000 
          26     1.00000       COMB7 Combination         Min       0.000      46.080  -2.871E-05      0.0000 
          26     1.25000       COMB7 Combination         Min       0.000      51.349  -2.871E-05      0.0000 
          26     1.50000       COMB7 Combination         Min       0.000      56.618  -2.871E-05      0.0000 
          26     1.50000       COMB7 Combination         Min       0.000      25.559  -2.871E-05      0.0000 
          26     2.00000       COMB7 Combination         Min       0.000      36.096  -2.871E-05      0.0000 
          26     2.00000       COMB7 Combination         Min       0.000       5.062  -2.871E-05      0.0000 
          26     2.35000       COMB7 Combination         Min       0.000      12.438  -2.871E-05      0.0000 
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          26     0.15000       COMB8 Combination         Max       0.000     106.985  -5.117E-05      0.0000 
          26     0.50000       COMB8 Combination         Max       0.000     114.361  -5.117E-05      0.0000 
          26     0.50000       COMB8 Combination         Max       0.000      80.369  -5.117E-05      0.0000 
          26     1.00000       COMB8 Combination         Max       0.000      90.907  -5.117E-05      0.0000 
          26     1.00000       COMB8 Combination         Max       0.000      56.964  -5.117E-05      0.0000 
          26     1.25000       COMB8 Combination         Max       0.000      62.233  -5.117E-05      0.0000 
          26     1.50000       COMB8 Combination         Max       0.000      67.502  -5.117E-05      0.0000 
          26     1.50000       COMB8 Combination         Max       0.000      33.605  -5.117E-05      0.0000 
          26     2.00000       COMB8 Combination         Max       0.000      44.142  -5.117E-05      0.0000 
          26     2.00000       COMB8 Combination         Max       0.000      10.276  -5.117E-05      0.0000 
          26     2.35000       COMB8 Combination         Max       0.000      17.652  -5.117E-05      0.0000 
          26     0.15000       COMB8 Combination         Min       0.000     106.985  -5.117E-05      0.0000 
          26     0.50000       COMB8 Combination         Min       0.000     114.361  -5.117E-05      0.0000 
          26     0.50000       COMB8 Combination         Min       0.000      80.369  -5.117E-05      0.0000 
          26     1.00000       COMB8 Combination         Min       0.000      90.907  -5.117E-05      0.0000 
          26     1.00000       COMB8 Combination         Min       0.000      56.964  -5.117E-05      0.0000 
          26     1.25000       COMB8 Combination         Min       0.000      62.233  -5.117E-05      0.0000 
          26     1.50000       COMB8 Combination         Min       0.000      67.502  -5.117E-05      0.0000 
          26     1.50000       COMB8 Combination         Min       0.000      33.605  -5.117E-05      0.0000 
          26     2.00000       COMB8 Combination         Min       0.000      44.142  -5.117E-05      0.0000 
          26     2.00000       COMB8 Combination         Min       0.000      10.276  -5.117E-05      0.0000 
          26     2.35000       COMB8 Combination         Min       0.000      17.652  -5.117E-05      0.0000 
          26     0.15000       COMB9 Combination         Max       0.000      86.536  -3.405E-05      0.0000 
          26     0.50000       COMB9 Combination         Max       0.000      93.912  -3.405E-05      0.0000 
          26     0.50000       COMB9 Combination         Max       0.000      63.476  -3.405E-05      0.0000 
          26     1.00000       COMB9 Combination         Max       0.000      74.014  -3.405E-05      0.0000 
          26     1.00000       COMB9 Combination         Max       0.000      43.617  -3.405E-05      0.0000 
          26     1.25000       COMB9 Combination         Max       0.000      48.886  -3.405E-05      0.0000 
          26     1.50000       COMB9 Combination         Max       0.000      54.155  -3.405E-05      0.0000 
          26     1.50000       COMB9 Combination         Max       0.000      23.794  -3.405E-05      0.0000 
          26     2.00000       COMB9 Combination         Max       0.000      34.331  -3.405E-05      0.0000 
          26     2.00000       COMB9 Combination         Max       0.000       3.994  -3.405E-05      0.0000 
          26     2.35000       COMB9 Combination         Max       0.000      11.370  -3.405E-05      0.0000 
          26     0.15000       COMB9 Combination         Min       0.000      86.536  -3.405E-05      0.0000 
          26     0.50000       COMB9 Combination         Min       0.000      93.912  -3.405E-05      0.0000 
          26     0.50000       COMB9 Combination         Min       0.000      63.476  -3.405E-05      0.0000 
          26     1.00000       COMB9 Combination         Min       0.000      74.014  -3.405E-05      0.0000 
          26     1.00000       COMB9 Combination         Min       0.000      43.617  -3.405E-05      0.0000 
          26     1.25000       COMB9 Combination         Min       0.000      48.886  -3.405E-05      0.0000 
          26     1.50000       COMB9 Combination         Min       0.000      54.155  -3.405E-05      0.0000 
          26     1.50000       COMB9 Combination         Min       0.000      23.794  -3.405E-05      0.0000 
          26     2.00000       COMB9 Combination         Min       0.000      34.331  -3.405E-05      0.0000 
          26     2.00000       COMB9 Combination         Min       0.000       3.994  -3.405E-05      0.0000 
          26     2.35000       COMB9 Combination         Min       0.000      11.370  -3.405E-05      0.0000 
          26     0.15000      COMB10 Combination         Max       0.000      88.316  -6.686E-03      0.0000 
          26     0.50000      COMB10 Combination         Max       0.000      95.692  -6.686E-03      0.0000 
          26     0.50000      COMB10 Combination         Max       0.000      65.180  -6.686E-03      0.0000 
          26     1.00000      COMB10 Combination         Max       0.000      75.717  -6.686E-03      0.0000 
          26     1.00000      COMB10 Combination         Max       0.000      45.245  -6.686E-03      0.0000 
          26     1.25000      COMB10 Combination         Max       0.000      50.514  -6.686E-03      0.0000 
          26     1.50000      COMB10 Combination         Max       0.000      55.783  -6.686E-03      0.0000 
          26     1.50000      COMB10 Combination         Max       0.000      25.347  -6.686E-03      0.0000 
          26     2.00000      COMB10 Combination         Max       0.000      35.885  -6.686E-03      0.0000 
          26     2.00000      COMB10 Combination         Max       0.000       5.474  -6.686E-03      0.0000 
          26     2.35000      COMB10 Combination         Max       0.000      12.850  -6.686E-03      0.0000 
          26     0.15000      COMB10 Combination         Min       0.000      88.316  -6.686E-03      0.0000 
          26     0.50000      COMB10 Combination         Min       0.000      95.692  -6.686E-03      0.0000 
          26     0.50000      COMB10 Combination         Min       0.000      65.180  -6.686E-03      0.0000 
          26     1.00000      COMB10 Combination         Min       0.000      75.717  -6.686E-03      0.0000 
          26     1.00000      COMB10 Combination         Min       0.000      45.245  -6.686E-03      0.0000 
          26     1.25000      COMB10 Combination         Min       0.000      50.514  -6.686E-03      0.0000 
          26     1.50000      COMB10 Combination         Min       0.000      55.783  -6.686E-03      0.0000 
          26     1.50000      COMB10 Combination         Min       0.000      25.347  -6.686E-03      0.0000 
          26     2.00000      COMB10 Combination         Min       0.000      35.885  -6.686E-03      0.0000 
          26     2.00000      COMB10 Combination         Min       0.000       5.474  -6.686E-03      0.0000 
          26     2.35000      COMB10 Combination         Min       0.000      12.850  -6.686E-03      0.0000 
          26     0.15000      COMB11 Combination         Max       0.000     103.121  -5.651E-05      0.0000 
          26     0.50000      COMB11 Combination         Max       0.000     110.497  -5.651E-05      0.0000 
          26     0.50000      COMB11 Combination         Max       0.000      77.207  -5.651E-05      0.0000 
          26     1.00000      COMB11 Combination         Max       0.000      87.744  -5.651E-05      0.0000 
          26     1.00000      COMB11 Combination         Max       0.000      54.502  -5.651E-05      0.0000 
          26     1.25000      COMB11 Combination         Max       0.000      59.770  -5.651E-05      0.0000 
          26     1.50000      COMB11 Combination         Max       0.000      65.039  -5.651E-05      0.0000 
          26     1.50000      COMB11 Combination         Max       0.000      31.840  -5.651E-05      0.0000 
          26     2.00000      COMB11 Combination         Max       0.000      42.378  -5.651E-05      0.0000 
          26     2.00000      COMB11 Combination         Max       0.000       9.208  -5.651E-05      0.0000 
          26     2.35000      COMB11 Combination         Max       0.000      16.584  -5.651E-05      0.0000 
          26     0.15000      COMB11 Combination         Min       0.000     103.121  -5.651E-05      0.0000 
          26     0.50000      COMB11 Combination         Min       0.000     110.497  -5.651E-05      0.0000 
          26     0.50000      COMB11 Combination         Min       0.000      77.207  -5.651E-05      0.0000 
          26     1.00000      COMB11 Combination         Min       0.000      87.744  -5.651E-05      0.0000 
          26     1.00000      COMB11 Combination         Min       0.000      54.502  -5.651E-05      0.0000 
          26     1.25000      COMB11 Combination         Min       0.000      59.770  -5.651E-05      0.0000 
          26     1.50000      COMB11 Combination         Min       0.000      65.039  -5.651E-05      0.0000 
          26     1.50000      COMB11 Combination         Min       0.000      31.840  -5.651E-05      0.0000 
          26     2.00000      COMB11 Combination         Min       0.000      42.378  -5.651E-05      0.0000 
          26     2.00000      COMB11 Combination         Min       0.000       9.208  -5.651E-05      0.0000 
          26     2.35000      COMB11 Combination         Min       0.000      16.584  -5.651E-05      0.0000 
          26     0.15000      COMB12 Combination         Max       0.000     104.900  -6.709E-03      0.0000 
          26     0.50000      COMB12 Combination         Max       0.000     112.277  -6.709E-03      0.0000 
          26     0.50000      COMB12 Combination         Max       0.000      78.910  -6.709E-03      0.0000 
          26     1.00000      COMB12 Combination         Max       0.000      89.447  -6.709E-03      0.0000 
          26     1.00000      COMB12 Combination         Max       0.000      56.129  -6.709E-03      0.0000 
          26     1.25000      COMB12 Combination         Max       0.000      61.398  -6.709E-03      0.0000 
          26     1.50000      COMB12 Combination         Max       0.000      66.667  -6.709E-03      0.0000 
          26     1.50000      COMB12 Combination         Max       0.000      33.394  -6.709E-03      0.0000 
          26     2.00000      COMB12 Combination         Max       0.000      43.931  -6.709E-03      0.0000 
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          26     2.00000      COMB12 Combination         Max       0.000      10.688  -6.709E-03      0.0000 
          26     2.35000      COMB12 Combination         Max       0.000      18.064  -6.709E-03      0.0000 
          26     0.15000      COMB12 Combination         Min       0.000     104.900  -6.709E-03      0.0000 
          26     0.50000      COMB12 Combination         Min       0.000     112.277  -6.709E-03      0.0000 
          26     0.50000      COMB12 Combination         Min       0.000      78.910  -6.709E-03      0.0000 
          26     1.00000      COMB12 Combination         Min       0.000      89.447  -6.709E-03      0.0000 
          26     1.00000      COMB12 Combination         Min       0.000      56.129  -6.709E-03      0.0000 
          26     1.25000      COMB12 Combination         Min       0.000      61.398  -6.709E-03      0.0000 
          26     1.50000      COMB12 Combination         Min       0.000      66.667  -6.709E-03      0.0000 
          26     1.50000      COMB12 Combination         Min       0.000      33.394  -6.709E-03      0.0000 
          26     2.00000      COMB12 Combination         Min       0.000      43.931  -6.709E-03      0.0000 
          26     2.00000      COMB12 Combination         Min       0.000      10.688  -6.709E-03      0.0000 
          26     2.35000      COMB12 Combination         Min       0.000      18.064  -6.709E-03      0.0000 
          26     0.15000      COMB13 Combination         Max       0.815     111.589       0.083      0.0000 
          26     0.50000      COMB13 Combination         Max       0.815     118.966       0.083      0.0000 
          26     0.50000      COMB13 Combination         Max       0.508      84.963       0.058      0.0000 
          26     1.00000      COMB13 Combination         Max       0.508      95.501       0.058      0.0000 
          26     1.00000      COMB13 Combination         Max   1.494E-06      61.551       0.028      0.0000 
          26     1.25000      COMB13 Combination         Max   1.494E-06      66.819       0.028      0.0000 
          26     1.50000      COMB13 Combination         Max   1.494E-06      72.088       0.028      0.0000 
          26     1.50000      COMB13 Combination         Max       0.508      38.186       0.062      0.0000 
          26     2.00000      COMB13 Combination         Max       0.508      48.724       0.062      0.0000 
          26     2.00000      COMB13 Combination         Max       0.815      14.855       0.087      0.0000 
          26     2.35000      COMB13 Combination         Max       0.815      22.232       0.087      0.0000 
          26     0.15000      COMB13 Combination         Min      -0.815     104.104      -0.084      0.0000 
          26     0.50000      COMB13 Combination         Min      -0.815     111.480      -0.084      0.0000 
          26     0.50000      COMB13 Combination         Min      -0.508      77.525      -0.058      0.0000 
          26     1.00000      COMB13 Combination         Min      -0.508      88.063      -0.058      0.0000 
          26     1.00000      COMB13 Combination         Min  -1.494E-06      54.156      -0.029      0.0000 
          26     1.25000      COMB13 Combination         Min  -1.494E-06      59.425      -0.029      0.0000 
          26     1.50000      COMB13 Combination         Min  -1.494E-06      64.694      -0.029      0.0000 
          26     1.50000      COMB13 Combination         Min      -0.508      30.830      -0.062      0.0000 
          26     2.00000      COMB13 Combination         Min      -0.508      41.367      -0.062      0.0000 
          26     2.00000      COMB13 Combination         Min      -0.815       7.533      -0.087      0.0000 
          26     2.35000      COMB13 Combination         Min      -0.815      14.909      -0.087      0.0000 
          26     0.15000      COMB14 Combination         Max       0.153     114.287       0.964      0.0000 
          26     0.50000      COMB14 Combination         Max       0.153     121.663       0.964      0.0000 
          26     0.50000      COMB14 Combination         Max       0.095      87.452       0.665      0.0000 
          26     1.00000      COMB14 Combination         Max       0.095      97.990       0.665      0.0000 
          26     1.00000      COMB14 Combination         Max   1.003E-06      63.833       0.101      0.0000 
          26     1.25000      COMB14 Combination         Max   1.003E-06      69.102       0.101      0.0000 
          26     1.50000      COMB14 Combination         Max   1.003E-06      74.370       0.101      0.0000 
          26     1.50000      COMB14 Combination         Max       0.095      40.264       0.660      0.0000 
          26     2.00000      COMB14 Combination         Max       0.095      50.801       0.660      0.0000 
          26     2.00000      COMB14 Combination         Max       0.153      16.730       0.957      0.0000 
          26     2.35000      COMB14 Combination         Max       0.153      24.106       0.957      0.0000 
          26     0.15000      COMB14 Combination         Min      -0.153     101.407      -0.964      0.0000 
          26     0.50000      COMB14 Combination         Min      -0.153     108.783      -0.964      0.0000 
          26     0.50000      COMB14 Combination         Min      -0.095      75.036      -0.665      0.0000 
          26     1.00000      COMB14 Combination         Min      -0.095      85.574      -0.665      0.0000 
          26     1.00000      COMB14 Combination         Min  -1.003E-06      51.874      -0.101      0.0000 
          26     1.25000      COMB14 Combination         Min  -1.003E-06      57.142      -0.101      0.0000 
          26     1.50000      COMB14 Combination         Min  -1.003E-06      62.411      -0.101      0.0000 
          26     1.50000      COMB14 Combination         Min      -0.095      28.752      -0.660      0.0000 
          26     2.00000      COMB14 Combination         Min      -0.095      39.290      -0.660      0.0000 
          26     2.00000      COMB14 Combination         Min      -0.153       5.658      -0.957      0.0000 
          26     2.35000      COMB14 Combination         Min      -0.153      13.035      -0.957      0.0000 
          26     0.15000         INV Combination         Max       0.815     114.287       0.964      0.0000 
          26     0.50000         INV Combination         Max       0.815     121.663       0.964      0.0000 
          26     0.50000         INV Combination         Max       0.508      87.452       0.665      0.0000 
          26     1.00000         INV Combination         Max       0.508      97.990       0.665      0.0000 
          26     1.00000         INV Combination         Max   1.494E-06      63.833       0.101      0.0000 
          26     1.25000         INV Combination         Max   1.494E-06      69.102       0.101      0.0000 
          26     1.50000         INV Combination         Max   1.494E-06      74.370       0.101      0.0000 
          26     1.50000         INV Combination         Max       0.508      40.264       0.660      0.0000 
          26     2.00000         INV Combination         Max       0.508      50.801       0.660      0.0000 
          26     2.00000         INV Combination         Max       0.815      16.730       0.957      0.0000 
          26     2.35000         INV Combination         Max       0.815      24.106       0.957      0.0000 
          26     0.15000         INV Combination         Min      -0.815      86.536      -0.964      0.0000 
          26     0.50000         INV Combination         Min      -0.815      93.912      -0.964      0.0000 
          26     0.50000         INV Combination         Min      -0.508      63.476      -0.665      0.0000 
          26     1.00000         INV Combination         Min      -0.508      74.014      -0.665      0.0000 
          26     1.00000         INV Combination         Min  -1.494E-06      43.617      -0.101      0.0000 
          26     1.25000         INV Combination         Min  -1.494E-06      48.886      -0.101      0.0000 
          26     1.50000         INV Combination         Min  -1.494E-06      54.155      -0.101      0.0000 
          26     1.50000         INV Combination         Min      -0.508      23.794      -0.660      0.0000 
          26     2.00000         INV Combination         Min      -0.508      34.331      -0.660      0.0000 
          26     2.00000         INV Combination         Min      -0.815       3.994      -0.957      0.0000 
          26     2.35000         INV Combination         Min      -0.815      11.370      -0.957      0.0000 
          27     0.15000          PP   LinStatic                   0.000      41.317  -1.336E-05      0.0000 
          27     0.50000          PP   LinStatic                   0.000      46.943  -1.336E-05      0.0000 
          27     0.50000          PP   LinStatic                   0.000      22.580  -1.336E-05      0.0000 
          27     1.00000          PP   LinStatic                   0.000      30.618  -1.336E-05      0.0000 
          27     1.00000          PP   LinStatic                   0.000       6.268  -1.336E-05      0.0000 
          27     1.25000          PP   LinStatic                   0.000      10.287  -1.336E-05      0.0000 
          27     1.50000          PP   LinStatic                   0.000      14.306  -1.336E-05      0.0000 
          27     1.50000          PP   LinStatic                   0.000     -10.036  -1.336E-05      0.0000 
          27     2.00000          PP   LinStatic                   0.000      -1.999  -1.336E-05      0.0000 
          27     2.00000          PP   LinStatic                   0.000     -26.341  -1.336E-05      0.0000 
          27     2.35000          PP   LinStatic                   0.000     -20.715  -1.336E-05      0.0000 
          27     0.15000        PERM   LinStatic                   0.000      19.424   8.434E-06      0.0000 
          27     0.50000        PERM   LinStatic                   0.000      21.174   8.434E-06      0.0000 
          27     0.50000        PERM   LinStatic                   0.000      14.544   8.434E-06      0.0000 
          27     1.00000        PERM   LinStatic                   0.000      17.044   8.434E-06      0.0000 
          27     1.00000        PERM   LinStatic                   0.000      10.424   8.434E-06      0.0000 
          27     1.25000        PERM   LinStatic                   0.000      11.674   8.434E-06      0.0000 
          27     1.50000        PERM   LinStatic                   0.000      12.924   8.434E-06      0.0000 
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          27     1.50000        PERM   LinStatic                   0.000       6.313   8.434E-06      0.0000 
          27     2.00000        PERM   LinStatic                   0.000       8.813   8.434E-06      0.0000 
          27     2.00000        PERM   LinStatic                   0.000       2.207   8.434E-06      0.0000 
          27     2.35000        PERM   LinStatic                   0.000       3.957   8.434E-06      0.0000 
          27     0.15000        NEVE   LinStatic                   0.000      13.632   5.771E-06      0.0000 
          27     0.50000        NEVE   LinStatic                   0.000      13.632   5.771E-06      0.0000 
          27     0.50000        NEVE   LinStatic                   0.000      10.807   5.771E-06      0.0000 
          27     1.00000        NEVE   LinStatic                   0.000      10.807   5.771E-06      0.0000 
          27     1.00000        NEVE   LinStatic                   0.000       7.988   5.771E-06      0.0000 
          27     1.25000        NEVE   LinStatic                   0.000       7.988   5.771E-06      0.0000 
          27     1.50000        NEVE   LinStatic                   0.000       7.988   5.771E-06      0.0000 
          27     1.50000        NEVE   LinStatic                   0.000       5.175   5.771E-06      0.0000 
          27     2.00000        NEVE   LinStatic                   0.000       5.175   5.771E-06      0.0000 
          27     2.00000        NEVE   LinStatic                   0.000       2.366   5.771E-06      0.0000 
          27     2.35000        NEVE   LinStatic                   0.000       2.366   5.771E-06      0.0000 
          27     0.15000      VENTOX   LinStatic                   0.000      -3.139   7.552E-06      0.0000 
          27     0.50000      VENTOX   LinStatic                   0.000      -3.139   7.552E-06      0.0000 
          27     0.50000      VENTOX   LinStatic                   0.000      -2.444   7.552E-06      0.0000 
          27     1.00000      VENTOX   LinStatic                   0.000      -2.444   7.552E-06      0.0000 
          27     1.00000      VENTOX   LinStatic                   0.000      -1.750   7.552E-06      0.0000 
          27     1.25000      VENTOX   LinStatic                   0.000      -1.750   7.552E-06      0.0000 
          27     1.50000      VENTOX   LinStatic                   0.000      -1.750   7.552E-06      0.0000 
          27     1.50000      VENTOX   LinStatic                   0.000      -1.058   7.552E-06      0.0000 
          27     2.00000      VENTOX   LinStatic                   0.000      -1.058   7.552E-06      0.0000 
          27     2.00000      VENTOX   LinStatic                   0.000      -0.366   7.552E-06      0.0000 
          27     2.35000      VENTOX   LinStatic                   0.000      -0.366   7.552E-06      0.0000 
          27     0.15000      VENTOY   LinStatic                   0.000      -1.291      -0.018      0.0000 
          27     0.50000      VENTOY   LinStatic                   0.000      -1.291      -0.018      0.0000 
          27     0.50000      VENTOY   LinStatic                   0.000      -0.668      -0.018      0.0000 
          27     1.00000      VENTOY   LinStatic                   0.000      -0.668      -0.018      0.0000 
          27     1.00000      VENTOY   LinStatic                   0.000      -0.045      -0.018      0.0000 
          27     1.25000      VENTOY   LinStatic                   0.000      -0.045      -0.018      0.0000 
          27     1.50000      VENTOY   LinStatic                   0.000      -0.045      -0.018      0.0000 
          27     1.50000      VENTOY   LinStatic                   0.000       0.578      -0.018      0.0000 
          27     2.00000      VENTOY   LinStatic                   0.000       0.578      -0.018      0.0000 
          27     2.00000      VENTOY   LinStatic                   0.000       1.201      -0.018      0.0000 
          27     2.35000      VENTOY   LinStatic                   0.000       1.201      -0.018      0.0000 
          27     0.15000      SISMAX LinRespSpec         Max       0.800       3.670       0.103      0.0000 
          27     0.50000      SISMAX LinRespSpec         Max       0.800       3.670       0.103      0.0000 
          27     0.50000      SISMAX LinRespSpec         Max       0.498       3.656       0.071      0.0000 
          27     1.00000      SISMAX LinRespSpec         Max       0.498       3.656       0.071      0.0000 
          27     1.00000      SISMAX LinRespSpec         Max   1.099E-06       3.644       0.035      0.0000 
          27     1.25000      SISMAX LinRespSpec         Max   1.099E-06       3.644       0.035      0.0000 
          27     1.50000      SISMAX LinRespSpec         Max   1.099E-06       3.644       0.035      0.0000 
          27     1.50000      SISMAX LinRespSpec         Max       0.498       3.634       0.078      0.0000 
          27     2.00000      SISMAX LinRespSpec         Max       0.498       3.634       0.078      0.0000 
          27     2.00000      SISMAX LinRespSpec         Max       0.800       3.626       0.108      0.0000 
          27     2.35000      SISMAX LinRespSpec         Max       0.800       3.626       0.108      0.0000 
          27     0.15000      SISMAY LinRespSpec         Max       0.162       6.758       0.964      0.0000 
          27     0.50000      SISMAY LinRespSpec         Max       0.162       6.758       0.964      0.0000 
          27     0.50000      SISMAY LinRespSpec         Max       0.101       6.541       0.664      0.0000 
          27     1.00000      SISMAY LinRespSpec         Max       0.101       6.541       0.664      0.0000 
          27     1.00000      SISMAY LinRespSpec         Max   6.887E-07       6.329       0.064      0.0000 
          27     1.25000      SISMAY LinRespSpec         Max   6.887E-07       6.329       0.064      0.0000 
          27     1.50000      SISMAY LinRespSpec         Max   6.887E-07       6.329       0.064      0.0000 
          27     1.50000      SISMAY LinRespSpec         Max       0.101       6.121       0.657      0.0000 
          27     2.00000      SISMAY LinRespSpec         Max       0.101       6.121       0.657      0.0000 
          27     2.00000      SISMAY LinRespSpec         Max       0.162       5.917       0.960      0.0000 
          27     2.35000      SISMAY LinRespSpec         Max       0.162       5.917       0.960      0.0000 
          27     0.15000        TERM   LinStatic                   0.000       0.259  -1.172E-05      0.0000 
          27     0.50000        TERM   LinStatic                   0.000       0.259  -1.172E-05      0.0000 
          27     0.50000        TERM   LinStatic                   0.000       0.274  -1.172E-05      0.0000 
          27     1.00000        TERM   LinStatic                   0.000       0.274  -1.172E-05      0.0000 
          27     1.00000        TERM   LinStatic                   0.000       0.290  -1.172E-05      0.0000 
          27     1.25000        TERM   LinStatic                   0.000       0.290  -1.172E-05      0.0000 
          27     1.50000        TERM   LinStatic                   0.000       0.290  -1.172E-05      0.0000 
          27     1.50000        TERM   LinStatic                   0.000       0.305  -1.172E-05      0.0000 
          27     2.00000        TERM   LinStatic                   0.000       0.305  -1.172E-05      0.0000 
          27     2.00000        TERM   LinStatic                   0.000       0.321  -1.172E-05      0.0000 
          27     2.35000        TERM   LinStatic                   0.000       0.321  -1.172E-05      0.0000 
          27     0.15000       COMB1 Combination         Max       0.000      60.999  -1.665E-05      0.0000 
          27     0.50000       COMB1 Combination         Max       0.000      68.376  -1.665E-05      0.0000 
          27     0.50000       COMB1 Combination         Max       0.000      37.399  -1.665E-05      0.0000 
          27     1.00000       COMB1 Combination         Max       0.000      47.936  -1.665E-05      0.0000 
          27     1.00000       COMB1 Combination         Max       0.000      16.982  -1.665E-05      0.0000 
          27     1.25000       COMB1 Combination         Max       0.000      22.251  -1.665E-05      0.0000 
          27     1.50000       COMB1 Combination         Max       0.000      27.520  -1.665E-05      0.0000 
          27     1.50000       COMB1 Combination         Max       0.000      -3.418  -1.665E-05      0.0000 
          27     2.00000       COMB1 Combination         Max       0.000       7.119  -1.665E-05      0.0000 
          27     2.00000       COMB1 Combination         Max       0.000     -23.812  -1.665E-05      0.0000 
          27     2.35000       COMB1 Combination         Max       0.000     -16.436  -1.665E-05      0.0000 
          27     0.15000       COMB1 Combination         Min       0.000      60.999  -1.665E-05      0.0000 
          27     0.50000       COMB1 Combination         Min       0.000      68.376  -1.665E-05      0.0000 
          27     0.50000       COMB1 Combination         Min       0.000      37.399  -1.665E-05      0.0000 
          27     1.00000       COMB1 Combination         Min       0.000      47.936  -1.665E-05      0.0000 
          27     1.00000       COMB1 Combination         Min       0.000      16.982  -1.665E-05      0.0000 
          27     1.25000       COMB1 Combination         Min       0.000      22.251  -1.665E-05      0.0000 
          27     1.50000       COMB1 Combination         Min       0.000      27.520  -1.665E-05      0.0000 
          27     1.50000       COMB1 Combination         Min       0.000      -3.418  -1.665E-05      0.0000 
          27     2.00000       COMB1 Combination         Min       0.000       7.119  -1.665E-05      0.0000 
          27     2.00000       COMB1 Combination         Min       0.000     -23.812  -1.665E-05      0.0000 
          27     2.35000       COMB1 Combination         Min       0.000     -16.436  -1.665E-05      0.0000 
          27     0.15000       COMB2 Combination         Max       0.000      74.631  -1.087E-05      0.0000 
          27     0.50000       COMB2 Combination         Max       0.000      82.007  -1.087E-05      0.0000 
          27     0.50000       COMB2 Combination         Max       0.000      48.206  -1.087E-05      0.0000 
          27     1.00000       COMB2 Combination         Max       0.000      58.743  -1.087E-05      0.0000 
          27     1.00000       COMB2 Combination         Max       0.000      24.970  -1.087E-05      0.0000 
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          27     1.25000       COMB2 Combination         Max       0.000      30.239  -1.087E-05      0.0000 
          27     1.50000       COMB2 Combination         Max       0.000      35.508  -1.087E-05      0.0000 
          27     1.50000       COMB2 Combination         Max       0.000       1.757  -1.087E-05      0.0000 
          27     2.00000       COMB2 Combination         Max       0.000      12.294  -1.087E-05      0.0000 
          27     2.00000       COMB2 Combination         Max       0.000     -21.447  -1.087E-05      0.0000 
          27     2.35000       COMB2 Combination         Max       0.000     -14.071  -1.087E-05      0.0000 
          27     0.15000       COMB2 Combination         Min       0.000      74.631  -1.087E-05      0.0000 
          27     0.50000       COMB2 Combination         Min       0.000      82.007  -1.087E-05      0.0000 
          27     0.50000       COMB2 Combination         Min       0.000      48.206  -1.087E-05      0.0000 
          27     1.00000       COMB2 Combination         Min       0.000      58.743  -1.087E-05      0.0000 
          27     1.00000       COMB2 Combination         Min       0.000      24.970  -1.087E-05      0.0000 
          27     1.25000       COMB2 Combination         Min       0.000      30.239  -1.087E-05      0.0000 
          27     1.50000       COMB2 Combination         Min       0.000      35.508  -1.087E-05      0.0000 
          27     1.50000       COMB2 Combination         Min       0.000       1.757  -1.087E-05      0.0000 
          27     2.00000       COMB2 Combination         Min       0.000      12.294  -1.087E-05      0.0000 
          27     2.00000       COMB2 Combination         Min       0.000     -21.447  -1.087E-05      0.0000 
          27     2.35000       COMB2 Combination         Min       0.000     -14.071  -1.087E-05      0.0000 
          27     0.15000       COMB3 Combination         Max       0.000      57.860  -9.094E-06      0.0000 
          27     0.50000       COMB3 Combination         Max       0.000      65.236  -9.094E-06      0.0000 
          27     0.50000       COMB3 Combination         Max       0.000      34.955  -9.094E-06      0.0000 
          27     1.00000       COMB3 Combination         Max       0.000      45.492  -9.094E-06      0.0000 
          27     1.00000       COMB3 Combination         Max       0.000      15.232  -9.094E-06      0.0000 
          27     1.25000       COMB3 Combination         Max       0.000      20.501  -9.094E-06      0.0000 
          27     1.50000       COMB3 Combination         Max       0.000      25.770  -9.094E-06      0.0000 
          27     1.50000       COMB3 Combination         Max       0.000      -4.476  -9.094E-06      0.0000 
          27     2.00000       COMB3 Combination         Max       0.000       6.062  -9.094E-06      0.0000 
          27     2.00000       COMB3 Combination         Max       0.000     -24.179  -9.094E-06      0.0000 
          27     2.35000       COMB3 Combination         Max       0.000     -16.802  -9.094E-06      0.0000 
          27     0.15000       COMB3 Combination         Min       0.000      57.860  -9.094E-06      0.0000 
          27     0.50000       COMB3 Combination         Min       0.000      65.236  -9.094E-06      0.0000 
          27     0.50000       COMB3 Combination         Min       0.000      34.955  -9.094E-06      0.0000 
          27     1.00000       COMB3 Combination         Min       0.000      45.492  -9.094E-06      0.0000 
          27     1.00000       COMB3 Combination         Min       0.000      15.232  -9.094E-06      0.0000 
          27     1.25000       COMB3 Combination         Min       0.000      20.501  -9.094E-06      0.0000 
          27     1.50000       COMB3 Combination         Min       0.000      25.770  -9.094E-06      0.0000 
          27     1.50000       COMB3 Combination         Min       0.000      -4.476  -9.094E-06      0.0000 
          27     2.00000       COMB3 Combination         Min       0.000       6.062  -9.094E-06      0.0000 
          27     2.00000       COMB3 Combination         Min       0.000     -24.179  -9.094E-06      0.0000 
          27     2.35000       COMB3 Combination         Min       0.000     -16.802  -9.094E-06      0.0000 
          27     0.15000       COMB4 Combination         Max       0.000      59.709      -0.018      0.0000 
          27     0.50000       COMB4 Combination         Max       0.000      67.085      -0.018      0.0000 
          27     0.50000       COMB4 Combination         Max       0.000      36.731      -0.018      0.0000 
          27     1.00000       COMB4 Combination         Max       0.000      47.269      -0.018      0.0000 
          27     1.00000       COMB4 Combination         Max       0.000      16.938      -0.018      0.0000 
          27     1.25000       COMB4 Combination         Max       0.000      22.206      -0.018      0.0000 
          27     1.50000       COMB4 Combination         Max       0.000      27.475      -0.018      0.0000 
          27     1.50000       COMB4 Combination         Max       0.000      -2.840      -0.018      0.0000 
          27     2.00000       COMB4 Combination         Max       0.000       7.697      -0.018      0.0000 
          27     2.00000       COMB4 Combination         Max       0.000     -22.611      -0.018      0.0000 
          27     2.35000       COMB4 Combination         Max       0.000     -15.235      -0.018      0.0000 
          27     0.15000       COMB4 Combination         Min       0.000      59.709      -0.018      0.0000 
          27     0.50000       COMB4 Combination         Min       0.000      67.085      -0.018      0.0000 
          27     0.50000       COMB4 Combination         Min       0.000      36.731      -0.018      0.0000 
          27     1.00000       COMB4 Combination         Min       0.000      47.269      -0.018      0.0000 
          27     1.00000       COMB4 Combination         Min       0.000      16.938      -0.018      0.0000 
          27     1.25000       COMB4 Combination         Min       0.000      22.206      -0.018      0.0000 
          27     1.50000       COMB4 Combination         Min       0.000      27.475      -0.018      0.0000 
          27     1.50000       COMB4 Combination         Min       0.000      -2.840      -0.018      0.0000 
          27     2.00000       COMB4 Combination         Min       0.000       7.697      -0.018      0.0000 
          27     2.00000       COMB4 Combination         Min       0.000     -22.611      -0.018      0.0000 
          27     2.35000       COMB4 Combination         Min       0.000     -15.235      -0.018      0.0000 
          27     0.15000       COMB5 Combination         Max       0.000      71.492  -3.323E-06      0.0000 
          27     0.50000       COMB5 Combination         Max       0.000      78.868  -3.323E-06      0.0000 
          27     0.50000       COMB5 Combination         Max       0.000      45.762  -3.323E-06      0.0000 
          27     1.00000       COMB5 Combination         Max       0.000      56.299  -3.323E-06      0.0000 
          27     1.00000       COMB5 Combination         Max       0.000      23.220  -3.323E-06      0.0000 
          27     1.25000       COMB5 Combination         Max       0.000      28.489  -3.323E-06      0.0000 
          27     1.50000       COMB5 Combination         Max       0.000      33.757  -3.323E-06      0.0000 
          27     1.50000       COMB5 Combination         Max       0.000       0.699  -3.323E-06      0.0000 
          27     2.00000       COMB5 Combination         Max       0.000      11.236  -3.323E-06      0.0000 
          27     2.00000       COMB5 Combination         Max       0.000     -21.813  -3.323E-06      0.0000 
          27     2.35000       COMB5 Combination         Max       0.000     -14.437  -3.323E-06      0.0000 
          27     0.15000       COMB5 Combination         Min       0.000      71.492  -3.323E-06      0.0000 
          27     0.50000       COMB5 Combination         Min       0.000      78.868  -3.323E-06      0.0000 
          27     0.50000       COMB5 Combination         Min       0.000      45.762  -3.323E-06      0.0000 
          27     1.00000       COMB5 Combination         Min       0.000      56.299  -3.323E-06      0.0000 
          27     1.00000       COMB5 Combination         Min       0.000      23.220  -3.323E-06      0.0000 
          27     1.25000       COMB5 Combination         Min       0.000      28.489  -3.323E-06      0.0000 
          27     1.50000       COMB5 Combination         Min       0.000      33.757  -3.323E-06      0.0000 
          27     1.50000       COMB5 Combination         Min       0.000       0.699  -3.323E-06      0.0000 
          27     2.00000       COMB5 Combination         Min       0.000      11.236  -3.323E-06      0.0000 
          27     2.00000       COMB5 Combination         Min       0.000     -21.813  -3.323E-06      0.0000 
          27     2.35000       COMB5 Combination         Min       0.000     -14.437  -3.323E-06      0.0000 
          27     0.15000       COMB6 Combination         Max       0.000      73.341      -0.018      0.0000 
          27     0.50000       COMB6 Combination         Max       0.000      80.717      -0.018      0.0000 
          27     0.50000       COMB6 Combination         Max       0.000      47.538      -0.018      0.0000 
          27     1.00000       COMB6 Combination         Max       0.000      58.076      -0.018      0.0000 
          27     1.00000       COMB6 Combination         Max       0.000      24.925      -0.018      0.0000 
          27     1.25000       COMB6 Combination         Max       0.000      30.194      -0.018      0.0000 
          27     1.50000       COMB6 Combination         Max       0.000      35.463      -0.018      0.0000 
          27     1.50000       COMB6 Combination         Max       0.000       2.335      -0.018      0.0000 
          27     2.00000       COMB6 Combination         Max       0.000      12.872      -0.018      0.0000 
          27     2.00000       COMB6 Combination         Max       0.000     -20.246      -0.018      0.0000 
          27     2.35000       COMB6 Combination         Max       0.000     -12.870      -0.018      0.0000 
          27     0.15000       COMB6 Combination         Min       0.000      73.341      -0.018      0.0000 
          27     0.50000       COMB6 Combination         Min       0.000      80.717      -0.018      0.0000 
          27     0.50000       COMB6 Combination         Min       0.000      47.538      -0.018      0.0000 
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          27     1.00000       COMB6 Combination         Min       0.000      58.076      -0.018      0.0000 
          27     1.00000       COMB6 Combination         Min       0.000      24.925      -0.018      0.0000 
          27     1.25000       COMB6 Combination         Min       0.000      30.194      -0.018      0.0000 
          27     1.50000       COMB6 Combination         Min       0.000      35.463      -0.018      0.0000 
          27     1.50000       COMB6 Combination         Min       0.000       2.335      -0.018      0.0000 
          27     2.00000       COMB6 Combination         Min       0.000      12.872      -0.018      0.0000 
          27     2.00000       COMB6 Combination         Min       0.000     -20.246      -0.018      0.0000 
          27     2.35000       COMB6 Combination         Min       0.000     -12.870      -0.018      0.0000 
          27     0.15000       COMB7 Combination         Max       0.000      60.482   6.794E-06      0.0000 
          27     0.50000       COMB7 Combination         Max       0.000      67.858   6.794E-06      0.0000 
          27     0.50000       COMB7 Combination         Max       0.000      36.851   6.794E-06      0.0000 
          27     1.00000       COMB7 Combination         Max       0.000      47.388   6.794E-06      0.0000 
          27     1.00000       COMB7 Combination         Max       0.000      16.403   6.794E-06      0.0000 
          27     1.25000       COMB7 Combination         Max       0.000      21.672   6.794E-06      0.0000 
          27     1.50000       COMB7 Combination         Max       0.000      26.941   6.794E-06      0.0000 
          27     1.50000       COMB7 Combination         Max       0.000      -4.028   6.794E-06      0.0000 
          27     2.00000       COMB7 Combination         Max       0.000       6.509   6.794E-06      0.0000 
          27     2.00000       COMB7 Combination         Max       0.000     -24.455   6.794E-06      0.0000 
          27     2.35000       COMB7 Combination         Max       0.000     -17.078   6.794E-06      0.0000 
          27     0.15000       COMB7 Combination         Min       0.000      60.482   6.794E-06      0.0000 
          27     0.50000       COMB7 Combination         Min       0.000      67.858   6.794E-06      0.0000 
          27     0.50000       COMB7 Combination         Min       0.000      36.851   6.794E-06      0.0000 
          27     1.00000       COMB7 Combination         Min       0.000      47.388   6.794E-06      0.0000 
          27     1.00000       COMB7 Combination         Min       0.000      16.403   6.794E-06      0.0000 
          27     1.25000       COMB7 Combination         Min       0.000      21.672   6.794E-06      0.0000 
          27     1.50000       COMB7 Combination         Min       0.000      26.941   6.794E-06      0.0000 
          27     1.50000       COMB7 Combination         Min       0.000      -4.028   6.794E-06      0.0000 
          27     2.00000       COMB7 Combination         Min       0.000       6.509   6.794E-06      0.0000 
          27     2.00000       COMB7 Combination         Min       0.000     -24.455   6.794E-06      0.0000 
          27     2.35000       COMB7 Combination         Min       0.000     -17.078   6.794E-06      0.0000 
          27     0.15000       COMB8 Combination         Max       0.000      74.114   1.256E-05      0.0000 
          27     0.50000       COMB8 Combination         Max       0.000      81.490   1.256E-05      0.0000 
          27     0.50000       COMB8 Combination         Max       0.000      47.658   1.256E-05      0.0000 
          27     1.00000       COMB8 Combination         Max       0.000      58.195   1.256E-05      0.0000 
          27     1.00000       COMB8 Combination         Max       0.000      24.391   1.256E-05      0.0000 
          27     1.25000       COMB8 Combination         Max       0.000      29.660   1.256E-05      0.0000 
          27     1.50000       COMB8 Combination         Max       0.000      34.929   1.256E-05      0.0000 
          27     1.50000       COMB8 Combination         Max       0.000       1.146   1.256E-05      0.0000 
          27     2.00000       COMB8 Combination         Max       0.000      11.684   1.256E-05      0.0000 
          27     2.00000       COMB8 Combination         Max       0.000     -22.089   1.256E-05      0.0000 
          27     2.35000       COMB8 Combination         Max       0.000     -14.713   1.256E-05      0.0000 
          27     0.15000       COMB8 Combination         Min       0.000      74.114   1.256E-05      0.0000 
          27     0.50000       COMB8 Combination         Min       0.000      81.490   1.256E-05      0.0000 
          27     0.50000       COMB8 Combination         Min       0.000      47.658   1.256E-05      0.0000 
          27     1.00000       COMB8 Combination         Min       0.000      58.195   1.256E-05      0.0000 
          27     1.00000       COMB8 Combination         Min       0.000      24.391   1.256E-05      0.0000 
          27     1.25000       COMB8 Combination         Min       0.000      29.660   1.256E-05      0.0000 
          27     1.50000       COMB8 Combination         Min       0.000      34.929   1.256E-05      0.0000 
          27     1.50000       COMB8 Combination         Min       0.000       1.146   1.256E-05      0.0000 
          27     2.00000       COMB8 Combination         Min       0.000      11.684   1.256E-05      0.0000 
          27     2.00000       COMB8 Combination         Min       0.000     -22.089   1.256E-05      0.0000 
          27     2.35000       COMB8 Combination         Min       0.000     -14.713   1.256E-05      0.0000 
          27     0.15000       COMB9 Combination         Max       0.000      57.343   1.435E-05      0.0000 
          27     0.50000       COMB9 Combination         Max       0.000      64.719   1.435E-05      0.0000 
          27     0.50000       COMB9 Combination         Max       0.000      34.407   1.435E-05      0.0000 
          27     1.00000       COMB9 Combination         Max       0.000      44.944   1.435E-05      0.0000 
          27     1.00000       COMB9 Combination         Max       0.000      14.653   1.435E-05      0.0000 
          27     1.25000       COMB9 Combination         Max       0.000      19.922   1.435E-05      0.0000 
          27     1.50000       COMB9 Combination         Max       0.000      25.191   1.435E-05      0.0000 
          27     1.50000       COMB9 Combination         Max       0.000      -5.086   1.435E-05      0.0000 
          27     2.00000       COMB9 Combination         Max       0.000       5.451   1.435E-05      0.0000 
          27     2.00000       COMB9 Combination         Max       0.000     -24.821   1.435E-05      0.0000 
          27     2.35000       COMB9 Combination         Max       0.000     -17.445   1.435E-05      0.0000 
          27     0.15000       COMB9 Combination         Min       0.000      57.343   1.435E-05      0.0000 
          27     0.50000       COMB9 Combination         Min       0.000      64.719   1.435E-05      0.0000 
          27     0.50000       COMB9 Combination         Min       0.000      34.407   1.435E-05      0.0000 
          27     1.00000       COMB9 Combination         Min       0.000      44.944   1.435E-05      0.0000 
          27     1.00000       COMB9 Combination         Min       0.000      14.653   1.435E-05      0.0000 
          27     1.25000       COMB9 Combination         Min       0.000      19.922   1.435E-05      0.0000 
          27     1.50000       COMB9 Combination         Min       0.000      25.191   1.435E-05      0.0000 
          27     1.50000       COMB9 Combination         Min       0.000      -5.086   1.435E-05      0.0000 
          27     2.00000       COMB9 Combination         Min       0.000       5.451   1.435E-05      0.0000 
          27     2.00000       COMB9 Combination         Min       0.000     -24.821   1.435E-05      0.0000 
          27     2.35000       COMB9 Combination         Min       0.000     -17.445   1.435E-05      0.0000 
          27     0.15000      COMB10 Combination         Max       0.000      59.191      -0.018      0.0000 
          27     0.50000      COMB10 Combination         Max       0.000      66.568      -0.018      0.0000 
          27     0.50000      COMB10 Combination         Max       0.000      36.183      -0.018      0.0000 
          27     1.00000      COMB10 Combination         Max       0.000      46.721      -0.018      0.0000 
          27     1.00000      COMB10 Combination         Max       0.000      16.359      -0.018      0.0000 
          27     1.25000      COMB10 Combination         Max       0.000      21.627      -0.018      0.0000 
          27     1.50000      COMB10 Combination         Max       0.000      26.896      -0.018      0.0000 
          27     1.50000      COMB10 Combination         Max       0.000      -3.451      -0.018      0.0000 
          27     2.00000      COMB10 Combination         Max       0.000       7.087      -0.018      0.0000 
          27     2.00000      COMB10 Combination         Max       0.000     -23.254      -0.018      0.0000 
          27     2.35000      COMB10 Combination         Max       0.000     -15.877      -0.018      0.0000 
          27     0.15000      COMB10 Combination         Min       0.000      59.191      -0.018      0.0000 
          27     0.50000      COMB10 Combination         Min       0.000      66.568      -0.018      0.0000 
          27     0.50000      COMB10 Combination         Min       0.000      36.183      -0.018      0.0000 
          27     1.00000      COMB10 Combination         Min       0.000      46.721      -0.018      0.0000 
          27     1.00000      COMB10 Combination         Min       0.000      16.359      -0.018      0.0000 
          27     1.25000      COMB10 Combination         Min       0.000      21.627      -0.018      0.0000 
          27     1.50000      COMB10 Combination         Min       0.000      26.896      -0.018      0.0000 
          27     1.50000      COMB10 Combination         Min       0.000      -3.451      -0.018      0.0000 
          27     2.00000      COMB10 Combination         Min       0.000       7.087      -0.018      0.0000 
          27     2.00000      COMB10 Combination         Min       0.000     -23.254      -0.018      0.0000 
          27     2.35000      COMB10 Combination         Min       0.000     -15.877      -0.018      0.0000 
          27     0.15000      COMB11 Combination         Max       0.000      70.975   2.012E-05      0.0000 
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          27     0.50000      COMB11 Combination         Max       0.000      78.351   2.012E-05      0.0000 
          27     0.50000      COMB11 Combination         Max       0.000      45.214   2.012E-05      0.0000 
          27     1.00000      COMB11 Combination         Max       0.000      55.751   2.012E-05      0.0000 
          27     1.00000      COMB11 Combination         Max       0.000      22.641   2.012E-05      0.0000 
          27     1.25000      COMB11 Combination         Max       0.000      27.910   2.012E-05      0.0000 
          27     1.50000      COMB11 Combination         Max       0.000      33.178   2.012E-05      0.0000 
          27     1.50000      COMB11 Combination         Max       0.000       0.088   2.012E-05      0.0000 
          27     2.00000      COMB11 Combination         Max       0.000      10.626   2.012E-05      0.0000 
          27     2.00000      COMB11 Combination         Max       0.000     -22.455   2.012E-05      0.0000 
          27     2.35000      COMB11 Combination         Max       0.000     -15.079   2.012E-05      0.0000 
          27     0.15000      COMB11 Combination         Min       0.000      70.975   2.012E-05      0.0000 
          27     0.50000      COMB11 Combination         Min       0.000      78.351   2.012E-05      0.0000 
          27     0.50000      COMB11 Combination         Min       0.000      45.214   2.012E-05      0.0000 
          27     1.00000      COMB11 Combination         Min       0.000      55.751   2.012E-05      0.0000 
          27     1.00000      COMB11 Combination         Min       0.000      22.641   2.012E-05      0.0000 
          27     1.25000      COMB11 Combination         Min       0.000      27.910   2.012E-05      0.0000 
          27     1.50000      COMB11 Combination         Min       0.000      33.178   2.012E-05      0.0000 
          27     1.50000      COMB11 Combination         Min       0.000       0.088   2.012E-05      0.0000 
          27     2.00000      COMB11 Combination         Min       0.000      10.626   2.012E-05      0.0000 
          27     2.00000      COMB11 Combination         Min       0.000     -22.455   2.012E-05      0.0000 
          27     2.35000      COMB11 Combination         Min       0.000     -15.079   2.012E-05      0.0000 
          27     0.15000      COMB12 Combination         Max       0.000      72.823      -0.018      0.0000 
          27     0.50000      COMB12 Combination         Max       0.000      80.200      -0.018      0.0000 
          27     0.50000      COMB12 Combination         Max       0.000      46.990      -0.018      0.0000 
          27     1.00000      COMB12 Combination         Max       0.000      57.528      -0.018      0.0000 
          27     1.00000      COMB12 Combination         Max       0.000      24.346      -0.018      0.0000 
          27     1.25000      COMB12 Combination         Max       0.000      29.615      -0.018      0.0000 
          27     1.50000      COMB12 Combination         Max       0.000      34.884      -0.018      0.0000 
          27     1.50000      COMB12 Combination         Max       0.000       1.724      -0.018      0.0000 
          27     2.00000      COMB12 Combination         Max       0.000      12.262      -0.018      0.0000 
          27     2.00000      COMB12 Combination         Max       0.000     -20.888      -0.018      0.0000 
          27     2.35000      COMB12 Combination         Max       0.000     -13.512      -0.018      0.0000 
          27     0.15000      COMB12 Combination         Min       0.000      72.823      -0.018      0.0000 
          27     0.50000      COMB12 Combination         Min       0.000      80.200      -0.018      0.0000 
          27     0.50000      COMB12 Combination         Min       0.000      46.990      -0.018      0.0000 
          27     1.00000      COMB12 Combination         Min       0.000      57.528      -0.018      0.0000 
          27     1.00000      COMB12 Combination         Min       0.000      24.346      -0.018      0.0000 
          27     1.25000      COMB12 Combination         Min       0.000      29.615      -0.018      0.0000 
          27     1.50000      COMB12 Combination         Min       0.000      34.884      -0.018      0.0000 
          27     1.50000      COMB12 Combination         Min       0.000       1.724      -0.018      0.0000 
          27     2.00000      COMB12 Combination         Min       0.000      12.262      -0.018      0.0000 
          27     2.00000      COMB12 Combination         Min       0.000     -20.888      -0.018      0.0000 
          27     2.35000      COMB12 Combination         Min       0.000     -13.512      -0.018      0.0000 
          27     0.15000      COMB13 Combination         Max       0.800      78.042       0.103      0.0000 
          27     0.50000      COMB13 Combination         Max       0.800      85.419       0.103      0.0000 
          27     0.50000      COMB13 Combination         Max       0.498      51.587       0.071      0.0000 
          27     1.00000      COMB13 Combination         Max       0.498      62.125       0.071      0.0000 
          27     1.00000      COMB13 Combination         Max   1.099E-06      28.324       0.035      0.0000 
          27     1.25000      COMB13 Combination         Max   1.099E-06      33.593       0.035      0.0000 
          27     1.50000      COMB13 Combination         Max   1.099E-06      38.862       0.035      0.0000 
          27     1.50000      COMB13 Combination         Max       0.498       5.085       0.078      0.0000 
          27     2.00000      COMB13 Combination         Max       0.498      15.623       0.078      0.0000 
          27     2.00000      COMB13 Combination         Max       0.800     -18.141       0.108      0.0000 
          27     2.35000      COMB13 Combination         Max       0.800     -10.765       0.108      0.0000 
          27     0.15000      COMB13 Combination         Min      -0.800      70.703      -0.103      0.0000 
          27     0.50000      COMB13 Combination         Min      -0.800      78.079      -0.103      0.0000 
          27     0.50000      COMB13 Combination         Min      -0.498      44.276      -0.071      0.0000 
          27     1.00000      COMB13 Combination         Min      -0.498      54.813      -0.071      0.0000 
          27     1.00000      COMB13 Combination         Min  -1.099E-06      21.037      -0.035      0.0000 
          27     1.25000      COMB13 Combination         Min  -1.099E-06      26.306      -0.035      0.0000 
          27     1.50000      COMB13 Combination         Min  -1.099E-06      31.575      -0.035      0.0000 
          27     1.50000      COMB13 Combination         Min      -0.498      -2.182      -0.078      0.0000 
          27     2.00000      COMB13 Combination         Min      -0.498       8.355      -0.078      0.0000 
          27     2.00000      COMB13 Combination         Min      -0.800     -25.394      -0.108      0.0000 
          27     2.35000      COMB13 Combination         Min      -0.800     -18.018      -0.108      0.0000 
          27     0.15000      COMB14 Combination         Max       0.162      81.131       0.964      0.0000 
          27     0.50000      COMB14 Combination         Max       0.162      88.507       0.964      0.0000 
          27     0.50000      COMB14 Combination         Max       0.101      54.473       0.664      0.0000 
          27     1.00000      COMB14 Combination         Max       0.101      65.010       0.664      0.0000 
          27     1.00000      COMB14 Combination         Max   6.887E-07      31.009       0.064      0.0000 
          27     1.25000      COMB14 Combination         Max   6.887E-07      36.278       0.064      0.0000 
          27     1.50000      COMB14 Combination         Max   6.887E-07      41.547       0.064      0.0000 
          27     1.50000      COMB14 Combination         Max       0.101       7.572       0.657      0.0000 
          27     2.00000      COMB14 Combination         Max       0.101      18.110       0.657      0.0000 
          27     2.00000      COMB14 Combination         Max       0.162     -15.851       0.960      0.0000 
          27     2.35000      COMB14 Combination         Max       0.162      -8.475       0.960      0.0000 
          27     0.15000      COMB14 Combination         Min      -0.162      67.614      -0.964      0.0000 
          27     0.50000      COMB14 Combination         Min      -0.162      74.991      -0.964      0.0000 
          27     0.50000      COMB14 Combination         Min      -0.101      41.390      -0.664      0.0000 
          27     1.00000      COMB14 Combination         Min      -0.101      51.928      -0.664      0.0000 
          27     1.00000      COMB14 Combination         Min  -6.887E-07      18.352      -0.064      0.0000 
          27     1.25000      COMB14 Combination         Min  -6.887E-07      23.621      -0.064      0.0000 
          27     1.50000      COMB14 Combination         Min  -6.887E-07      28.889      -0.064      0.0000 
          27     1.50000      COMB14 Combination         Min      -0.101      -4.669      -0.657      0.0000 
          27     2.00000      COMB14 Combination         Min      -0.101       5.868      -0.657      0.0000 
          27     2.00000      COMB14 Combination         Min      -0.162     -27.685      -0.960      0.0000 
          27     2.35000      COMB14 Combination         Min      -0.162     -20.308      -0.960      0.0000 
          27     0.15000         INV Combination         Max       0.800      81.131       0.964      0.0000 
          27     0.50000         INV Combination         Max       0.800      88.507       0.964      0.0000 
          27     0.50000         INV Combination         Max       0.498      54.473       0.664      0.0000 
          27     1.00000         INV Combination         Max       0.498      65.010       0.664      0.0000 
          27     1.00000         INV Combination         Max   1.099E-06      31.009       0.064      0.0000 
          27     1.25000         INV Combination         Max   1.099E-06      36.278       0.064      0.0000 
          27     1.50000         INV Combination         Max   1.099E-06      41.547       0.064      0.0000 
          27     1.50000         INV Combination         Max       0.498       7.572       0.657      0.0000 
          27     2.00000         INV Combination         Max       0.498      18.110       0.657      0.0000 
          27     2.00000         INV Combination         Max       0.800     -15.851       0.960      0.0000 
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          27     2.35000         INV Combination         Max       0.800      -8.475       0.960      0.0000 
          27     0.15000         INV Combination         Min      -0.800      57.343      -0.964      0.0000 
          27     0.50000         INV Combination         Min      -0.800      64.719      -0.964      0.0000 
          27     0.50000         INV Combination         Min      -0.498      34.407      -0.664      0.0000 
          27     1.00000         INV Combination         Min      -0.498      44.944      -0.664      0.0000 
          27     1.00000         INV Combination         Min  -1.099E-06      14.653      -0.064      0.0000 
          27     1.25000         INV Combination         Min  -1.099E-06      19.922      -0.064      0.0000 
          27     1.50000         INV Combination         Min  -1.099E-06      25.191      -0.064      0.0000 
          27     1.50000         INV Combination         Min      -0.498      -5.086      -0.657      0.0000 
          27     2.00000         INV Combination         Min      -0.498       5.451      -0.657      0.0000 
          27     2.00000         INV Combination         Min      -0.800     -27.685      -0.960      0.0000 
          27     2.35000         INV Combination         Min      -0.800     -20.308      -0.960      0.0000 
          28     0.15000          PP   LinStatic                   0.000      68.310  -2.935E-05      0.0000 
          28     0.50000          PP   LinStatic                   0.000      73.936  -2.935E-05      0.0000 
          28     0.50000          PP   LinStatic                   0.000      49.612  -2.935E-05      0.0000 
          28     1.00000          PP   LinStatic                   0.000      57.649  -2.935E-05      0.0000 
          28     1.00000          PP   LinStatic                   0.000      33.355  -2.935E-05      0.0000 
          28     1.25000          PP   LinStatic                   0.000      37.374  -2.935E-05      0.0000 
          28     1.50000          PP   LinStatic                   0.000      41.393  -2.935E-05      0.0000 
          28     1.50000          PP   LinStatic                   0.000      17.126  -2.935E-05      0.0000 
          28     2.00000          PP   LinStatic                   0.000      25.164  -2.935E-05      0.0000 
          28     2.00000          PP   LinStatic                   0.000       0.915  -2.935E-05      0.0000 
          28     2.35000          PP   LinStatic                   0.000       6.541  -2.935E-05      0.0000 
          28     0.15000        PERM   LinStatic                   0.000      29.963  -6.097E-05      0.0000 
          28     0.50000        PERM   LinStatic                   0.000      31.713  -6.097E-05      0.0000 
          28     0.50000        PERM   LinStatic                   0.000      25.119  -6.097E-05      0.0000 
          28     1.00000        PERM   LinStatic                   0.000      27.619  -6.097E-05      0.0000 
          28     1.00000        PERM   LinStatic                   0.000      21.042  -6.097E-05      0.0000 
          28     1.25000        PERM   LinStatic                   0.000      22.292  -6.097E-05      0.0000 
          28     1.50000        PERM   LinStatic                   0.000      23.542  -6.097E-05      0.0000 
          28     1.50000        PERM   LinStatic                   0.000      16.981  -6.097E-05      0.0000 
          28     2.00000        PERM   LinStatic                   0.000      19.481  -6.097E-05      0.0000 
          28     2.00000        PERM   LinStatic                   0.000      12.933  -6.097E-05      0.0000 
          28     2.35000        PERM   LinStatic                   0.000      14.683  -6.097E-05      0.0000 
          28     0.15000        NEVE   LinStatic                   0.000      20.843  -4.171E-05      0.0000 
          28     0.50000        NEVE   LinStatic                   0.000      20.843  -4.171E-05      0.0000 
          28     0.50000        NEVE   LinStatic                   0.000      18.042  -4.171E-05      0.0000 
          28     1.00000        NEVE   LinStatic                   0.000      18.042  -4.171E-05      0.0000 
          28     1.00000        NEVE   LinStatic                   0.000      15.253  -4.171E-05      0.0000 
          28     1.25000        NEVE   LinStatic                   0.000      15.253  -4.171E-05      0.0000 
          28     1.50000        NEVE   LinStatic                   0.000      15.253  -4.171E-05      0.0000 
          28     1.50000        NEVE   LinStatic                   0.000      12.474  -4.171E-05      0.0000 
          28     2.00000        NEVE   LinStatic                   0.000      12.474  -4.171E-05      0.0000 
          28     2.00000        NEVE   LinStatic                   0.000       9.704  -4.171E-05      0.0000 
          28     2.35000        NEVE   LinStatic                   0.000       9.704  -4.171E-05      0.0000 
          28     0.15000      VENTOX   LinStatic                   0.000      -4.906  -3.620E-06      0.0000 
          28     0.50000      VENTOX   LinStatic                   0.000      -4.906  -3.620E-06      0.0000 
          28     0.50000      VENTOX   LinStatic                   0.000      -4.217  -3.620E-06      0.0000 
          28     1.00000      VENTOX   LinStatic                   0.000      -4.217  -3.620E-06      0.0000 
          28     1.00000      VENTOX   LinStatic                   0.000      -3.530  -3.620E-06      0.0000 
          28     1.25000      VENTOX   LinStatic                   0.000      -3.530  -3.620E-06      0.0000 
          28     1.50000      VENTOX   LinStatic                   0.000      -3.530  -3.620E-06      0.0000 
          28     1.50000      VENTOX   LinStatic                   0.000      -2.845  -3.620E-06      0.0000 
          28     2.00000      VENTOX   LinStatic                   0.000      -2.845  -3.620E-06      0.0000 
          28     2.00000      VENTOX   LinStatic                   0.000      -2.163  -3.620E-06      0.0000 
          28     2.35000      VENTOX   LinStatic                   0.000      -2.163  -3.620E-06      0.0000 
          28     0.15000      VENTOY   LinStatic                   0.000      -2.639      -0.017      0.0000 
          28     0.50000      VENTOY   LinStatic                   0.000      -2.639      -0.017      0.0000 
          28     0.50000      VENTOY   LinStatic                   0.000      -2.016      -0.017      0.0000 
          28     1.00000      VENTOY   LinStatic                   0.000      -2.016      -0.017      0.0000 
          28     1.00000      VENTOY   LinStatic                   0.000      -1.395      -0.017      0.0000 
          28     1.25000      VENTOY   LinStatic                   0.000      -1.395      -0.017      0.0000 
          28     1.50000      VENTOY   LinStatic                   0.000      -1.395      -0.017      0.0000 
          28     1.50000      VENTOY   LinStatic                   0.000      -0.775      -0.017      0.0000 
          28     2.00000      VENTOY   LinStatic                   0.000      -0.775      -0.017      0.0000 
          28     2.00000      VENTOY   LinStatic                   0.000      -0.155      -0.017      0.0000 
          28     2.35000      VENTOY   LinStatic                   0.000      -0.155      -0.017      0.0000 
          28     0.15000      SISMAX LinRespSpec         Max       1.045       3.573       0.131      0.0000 
          28     0.50000      SISMAX LinRespSpec         Max       1.045       3.573       0.131      0.0000 
          28     0.50000      SISMAX LinRespSpec         Max       0.651       3.568       0.090      0.0000 
          28     1.00000      SISMAX LinRespSpec         Max       0.651       3.568       0.090      0.0000 
          28     1.00000      SISMAX LinRespSpec         Max   4.891E-07       3.565       0.043      0.0000 
          28     1.25000      SISMAX LinRespSpec         Max   4.891E-07       3.565       0.043      0.0000 
          28     1.50000      SISMAX LinRespSpec         Max   4.891E-07       3.565       0.043      0.0000 
          28     1.50000      SISMAX LinRespSpec         Max       0.651       3.565       0.098      0.0000 
          28     2.00000      SISMAX LinRespSpec         Max       0.651       3.565       0.098      0.0000 
          28     2.00000      SISMAX LinRespSpec         Max       1.045       3.567       0.137      0.0000 
          28     2.35000      SISMAX LinRespSpec         Max       1.045       3.567       0.137      0.0000 
          28     0.15000      SISMAY LinRespSpec         Max       0.126       8.264       0.930      0.0000 
          28     0.50000      SISMAY LinRespSpec         Max       0.126       8.264       0.930      0.0000 
          28     0.50000      SISMAY LinRespSpec         Max       0.079       8.063       0.644      0.0000 
          28     1.00000      SISMAY LinRespSpec         Max       0.079       8.063       0.644      0.0000 
          28     1.00000      SISMAY LinRespSpec         Max   4.337E-07       7.867       0.098      0.0000 
          28     1.25000      SISMAY LinRespSpec         Max   4.337E-07       7.867       0.098      0.0000 
          28     1.50000      SISMAY LinRespSpec         Max   4.337E-07       7.867       0.098      0.0000 
          28     1.50000      SISMAY LinRespSpec         Max       0.079       7.676       0.641      0.0000 
          28     2.00000      SISMAY LinRespSpec         Max       0.079       7.676       0.641      0.0000 
          28     2.00000      SISMAY LinRespSpec         Max       0.126       7.490       0.930      0.0000 
          28     2.35000      SISMAY LinRespSpec         Max       0.126       7.490       0.930      0.0000 
          28     0.15000        TERM   LinStatic                   0.000      -0.515  -3.245E-05      0.0000 
          28     0.50000        TERM   LinStatic                   0.000      -0.515  -3.245E-05      0.0000 
          28     0.50000        TERM   LinStatic                   0.000      -0.499  -3.245E-05      0.0000 
          28     1.00000        TERM   LinStatic                   0.000      -0.499  -3.245E-05      0.0000 
          28     1.00000        TERM   LinStatic                   0.000      -0.483  -3.245E-05      0.0000 
          28     1.25000        TERM   LinStatic                   0.000      -0.483  -3.245E-05      0.0000 
          28     1.50000        TERM   LinStatic                   0.000      -0.483  -3.245E-05      0.0000 
          28     1.50000        TERM   LinStatic                   0.000      -0.468  -3.245E-05      0.0000 
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          28     2.00000        TERM   LinStatic                   0.000      -0.468  -3.245E-05      0.0000 
          28     2.00000        TERM   LinStatic                   0.000      -0.453  -3.245E-05      0.0000 
          28     2.35000        TERM   LinStatic                   0.000      -0.453  -3.245E-05      0.0000 
          28     0.15000       COMB1 Combination         Max       0.000      97.758  -1.228E-04      0.0000 
          28     0.50000       COMB1 Combination         Max       0.000     105.134  -1.228E-04      0.0000 
          28     0.50000       COMB1 Combination         Max       0.000      74.232  -1.228E-04      0.0000 
          28     1.00000       COMB1 Combination         Max       0.000      84.770  -1.228E-04      0.0000 
          28     1.00000       COMB1 Combination         Max       0.000      53.914  -1.228E-04      0.0000 
          28     1.25000       COMB1 Combination         Max       0.000      59.183  -1.228E-04      0.0000 
          28     1.50000       COMB1 Combination         Max       0.000      64.452  -1.228E-04      0.0000 
          28     1.50000       COMB1 Combination         Max       0.000      33.640  -1.228E-04      0.0000 
          28     2.00000       COMB1 Combination         Max       0.000      44.177  -1.228E-04      0.0000 
          28     2.00000       COMB1 Combination         Max       0.000      13.395  -1.228E-04      0.0000 
          28     2.35000       COMB1 Combination         Max       0.000      20.771  -1.228E-04      0.0000 
          28     0.15000       COMB1 Combination         Min       0.000      97.758  -1.228E-04      0.0000 
          28     0.50000       COMB1 Combination         Min       0.000     105.134  -1.228E-04      0.0000 
          28     0.50000       COMB1 Combination         Min       0.000      74.232  -1.228E-04      0.0000 
          28     1.00000       COMB1 Combination         Min       0.000      84.770  -1.228E-04      0.0000 
          28     1.00000       COMB1 Combination         Min       0.000      53.914  -1.228E-04      0.0000 
          28     1.25000       COMB1 Combination         Min       0.000      59.183  -1.228E-04      0.0000 
          28     1.50000       COMB1 Combination         Min       0.000      64.452  -1.228E-04      0.0000 
          28     1.50000       COMB1 Combination         Min       0.000      33.640  -1.228E-04      0.0000 
          28     2.00000       COMB1 Combination         Min       0.000      44.177  -1.228E-04      0.0000 
          28     2.00000       COMB1 Combination         Min       0.000      13.395  -1.228E-04      0.0000 
          28     2.35000       COMB1 Combination         Min       0.000      20.771  -1.228E-04      0.0000 
          28     0.15000       COMB2 Combination         Max       0.000     118.601  -1.645E-04      0.0000 
          28     0.50000       COMB2 Combination         Max       0.000     125.977  -1.645E-04      0.0000 
          28     0.50000       COMB2 Combination         Max       0.000      92.275  -1.645E-04      0.0000 
          28     1.00000       COMB2 Combination         Max       0.000     102.812  -1.645E-04      0.0000 
          28     1.00000       COMB2 Combination         Max       0.000      69.167  -1.645E-04      0.0000 
          28     1.25000       COMB2 Combination         Max       0.000      74.436  -1.645E-04      0.0000 
          28     1.50000       COMB2 Combination         Max       0.000      79.705  -1.645E-04      0.0000 
          28     1.50000       COMB2 Combination         Max       0.000      46.114  -1.645E-04      0.0000 
          28     2.00000       COMB2 Combination         Max       0.000      56.651  -1.645E-04      0.0000 
          28     2.00000       COMB2 Combination         Max       0.000      23.099  -1.645E-04      0.0000 
          28     2.35000       COMB2 Combination         Max       0.000      30.475  -1.645E-04      0.0000 
          28     0.15000       COMB2 Combination         Min       0.000     118.601  -1.645E-04      0.0000 
          28     0.50000       COMB2 Combination         Min       0.000     125.977  -1.645E-04      0.0000 
          28     0.50000       COMB2 Combination         Min       0.000      92.275  -1.645E-04      0.0000 
          28     1.00000       COMB2 Combination         Min       0.000     102.812  -1.645E-04      0.0000 
          28     1.00000       COMB2 Combination         Min       0.000      69.167  -1.645E-04      0.0000 
          28     1.25000       COMB2 Combination         Min       0.000      74.436  -1.645E-04      0.0000 
          28     1.50000       COMB2 Combination         Min       0.000      79.705  -1.645E-04      0.0000 
          28     1.50000       COMB2 Combination         Min       0.000      46.114  -1.645E-04      0.0000 
          28     2.00000       COMB2 Combination         Min       0.000      56.651  -1.645E-04      0.0000 
          28     2.00000       COMB2 Combination         Min       0.000      23.099  -1.645E-04      0.0000 
          28     2.35000       COMB2 Combination         Min       0.000      30.475  -1.645E-04      0.0000 
          28     0.15000       COMB3 Combination         Max       0.000      92.851  -1.264E-04      0.0000 
          28     0.50000       COMB3 Combination         Max       0.000     100.228  -1.264E-04      0.0000 
          28     0.50000       COMB3 Combination         Max       0.000      70.015  -1.264E-04      0.0000 
          28     1.00000       COMB3 Combination         Max       0.000      80.553  -1.264E-04      0.0000 
          28     1.00000       COMB3 Combination         Max       0.000      50.385  -1.264E-04      0.0000 
          28     1.25000       COMB3 Combination         Max       0.000      55.653  -1.264E-04      0.0000 
          28     1.50000       COMB3 Combination         Max       0.000      60.922  -1.264E-04      0.0000 
          28     1.50000       COMB3 Combination         Max       0.000      30.794  -1.264E-04      0.0000 
          28     2.00000       COMB3 Combination         Max       0.000      41.332  -1.264E-04      0.0000 
          28     2.00000       COMB3 Combination         Max       0.000      11.232  -1.264E-04      0.0000 
          28     2.35000       COMB3 Combination         Max       0.000      18.608  -1.264E-04      0.0000 
          28     0.15000       COMB3 Combination         Min       0.000      92.851  -1.264E-04      0.0000 
          28     0.50000       COMB3 Combination         Min       0.000     100.228  -1.264E-04      0.0000 
          28     0.50000       COMB3 Combination         Min       0.000      70.015  -1.264E-04      0.0000 
          28     1.00000       COMB3 Combination         Min       0.000      80.553  -1.264E-04      0.0000 
          28     1.00000       COMB3 Combination         Min       0.000      50.385  -1.264E-04      0.0000 
          28     1.25000       COMB3 Combination         Min       0.000      55.653  -1.264E-04      0.0000 
          28     1.50000       COMB3 Combination         Min       0.000      60.922  -1.264E-04      0.0000 
          28     1.50000       COMB3 Combination         Min       0.000      30.794  -1.264E-04      0.0000 
          28     2.00000       COMB3 Combination         Min       0.000      41.332  -1.264E-04      0.0000 
          28     2.00000       COMB3 Combination         Min       0.000      11.232  -1.264E-04      0.0000 
          28     2.35000       COMB3 Combination         Min       0.000      18.608  -1.264E-04      0.0000 
          28     0.15000       COMB4 Combination         Max       0.000      95.119      -0.017      0.0000 
          28     0.50000       COMB4 Combination         Max       0.000     102.495      -0.017      0.0000 
          28     0.50000       COMB4 Combination         Max       0.000      72.216      -0.017      0.0000 
          28     1.00000       COMB4 Combination         Max       0.000      82.753      -0.017      0.0000 
          28     1.00000       COMB4 Combination         Max       0.000      52.519      -0.017      0.0000 
          28     1.25000       COMB4 Combination         Max       0.000      57.788      -0.017      0.0000 
          28     1.50000       COMB4 Combination         Max       0.000      63.057      -0.017      0.0000 
          28     1.50000       COMB4 Combination         Max       0.000      32.865      -0.017      0.0000 
          28     2.00000       COMB4 Combination         Max       0.000      43.402      -0.017      0.0000 
          28     2.00000       COMB4 Combination         Max       0.000      13.239      -0.017      0.0000 
          28     2.35000       COMB4 Combination         Max       0.000      20.615      -0.017      0.0000 
          28     0.15000       COMB4 Combination         Min       0.000      95.119      -0.017      0.0000 
          28     0.50000       COMB4 Combination         Min       0.000     102.495      -0.017      0.0000 
          28     0.50000       COMB4 Combination         Min       0.000      72.216      -0.017      0.0000 
          28     1.00000       COMB4 Combination         Min       0.000      82.753      -0.017      0.0000 
          28     1.00000       COMB4 Combination         Min       0.000      52.519      -0.017      0.0000 
          28     1.25000       COMB4 Combination         Min       0.000      57.788      -0.017      0.0000 
          28     1.50000       COMB4 Combination         Min       0.000      63.057      -0.017      0.0000 
          28     1.50000       COMB4 Combination         Min       0.000      32.865      -0.017      0.0000 
          28     2.00000       COMB4 Combination         Min       0.000      43.402      -0.017      0.0000 
          28     2.00000       COMB4 Combination         Min       0.000      13.239      -0.017      0.0000 
          28     2.35000       COMB4 Combination         Min       0.000      20.615      -0.017      0.0000 
          28     0.15000       COMB5 Combination         Max       0.000     113.694  -1.681E-04      0.0000 
          28     0.50000       COMB5 Combination         Max       0.000     121.071  -1.681E-04      0.0000 
          28     0.50000       COMB5 Combination         Max       0.000      88.058  -1.681E-04      0.0000 
          28     1.00000       COMB5 Combination         Max       0.000      98.595  -1.681E-04      0.0000 
          28     1.00000       COMB5 Combination         Max       0.000      65.637  -1.681E-04      0.0000 
          28     1.25000       COMB5 Combination         Max       0.000      70.906  -1.681E-04      0.0000 
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          28     1.50000       COMB5 Combination         Max       0.000      76.175  -1.681E-04      0.0000 
          28     1.50000       COMB5 Combination         Max       0.000      43.268  -1.681E-04      0.0000 
          28     2.00000       COMB5 Combination         Max       0.000      53.806  -1.681E-04      0.0000 
          28     2.00000       COMB5 Combination         Max       0.000      20.936  -1.681E-04      0.0000 
          28     2.35000       COMB5 Combination         Max       0.000      28.312  -1.681E-04      0.0000 
          28     0.15000       COMB5 Combination         Min       0.000     113.694  -1.681E-04      0.0000 
          28     0.50000       COMB5 Combination         Min       0.000     121.071  -1.681E-04      0.0000 
          28     0.50000       COMB5 Combination         Min       0.000      88.058  -1.681E-04      0.0000 
          28     1.00000       COMB5 Combination         Min       0.000      98.595  -1.681E-04      0.0000 
          28     1.00000       COMB5 Combination         Min       0.000      65.637  -1.681E-04      0.0000 
          28     1.25000       COMB5 Combination         Min       0.000      70.906  -1.681E-04      0.0000 
          28     1.50000       COMB5 Combination         Min       0.000      76.175  -1.681E-04      0.0000 
          28     1.50000       COMB5 Combination         Min       0.000      43.268  -1.681E-04      0.0000 
          28     2.00000       COMB5 Combination         Min       0.000      53.806  -1.681E-04      0.0000 
          28     2.00000       COMB5 Combination         Min       0.000      20.936  -1.681E-04      0.0000 
          28     2.35000       COMB5 Combination         Min       0.000      28.312  -1.681E-04      0.0000 
          28     0.15000       COMB6 Combination         Max       0.000     115.962      -0.017      0.0000 
          28     0.50000       COMB6 Combination         Max       0.000     123.338      -0.017      0.0000 
          28     0.50000       COMB6 Combination         Max       0.000      90.258      -0.017      0.0000 
          28     1.00000       COMB6 Combination         Max       0.000     100.796      -0.017      0.0000 
          28     1.00000       COMB6 Combination         Max       0.000      67.772      -0.017      0.0000 
          28     1.25000       COMB6 Combination         Max       0.000      73.041      -0.017      0.0000 
          28     1.50000       COMB6 Combination         Max       0.000      78.309      -0.017      0.0000 
          28     1.50000       COMB6 Combination         Max       0.000      45.339      -0.017      0.0000 
          28     2.00000       COMB6 Combination         Max       0.000      55.876      -0.017      0.0000 
          28     2.00000       COMB6 Combination         Max       0.000      22.943      -0.017      0.0000 
          28     2.35000       COMB6 Combination         Max       0.000      30.320      -0.017      0.0000 
          28     0.15000       COMB6 Combination         Min       0.000     115.962      -0.017      0.0000 
          28     0.50000       COMB6 Combination         Min       0.000     123.338      -0.017      0.0000 
          28     0.50000       COMB6 Combination         Min       0.000      90.258      -0.017      0.0000 
          28     1.00000       COMB6 Combination         Min       0.000     100.796      -0.017      0.0000 
          28     1.00000       COMB6 Combination         Min       0.000      67.772      -0.017      0.0000 
          28     1.25000       COMB6 Combination         Min       0.000      73.041      -0.017      0.0000 
          28     1.50000       COMB6 Combination         Min       0.000      78.309      -0.017      0.0000 
          28     1.50000       COMB6 Combination         Min       0.000      45.339      -0.017      0.0000 
          28     2.00000       COMB6 Combination         Min       0.000      55.876      -0.017      0.0000 
          28     2.00000       COMB6 Combination         Min       0.000      22.943      -0.017      0.0000 
          28     2.35000       COMB6 Combination         Min       0.000      30.320      -0.017      0.0000 
          28     0.15000       COMB7 Combination         Max       0.000      98.787  -5.787E-05      0.0000 
          28     0.50000       COMB7 Combination         Max       0.000     106.164  -5.787E-05      0.0000 
          28     0.50000       COMB7 Combination         Max       0.000      75.230  -5.787E-05      0.0000 
          28     1.00000       COMB7 Combination         Max       0.000      85.768  -5.787E-05      0.0000 
          28     1.00000       COMB7 Combination         Max       0.000      54.881  -5.787E-05      0.0000 
          28     1.25000       COMB7 Combination         Max       0.000      60.150  -5.787E-05      0.0000 
          28     1.50000       COMB7 Combination         Max       0.000      65.419  -5.787E-05      0.0000 
          28     1.50000       COMB7 Combination         Max       0.000      34.576  -5.787E-05      0.0000 
          28     2.00000       COMB7 Combination         Max       0.000      45.113  -5.787E-05      0.0000 
          28     2.00000       COMB7 Combination         Max       0.000      14.301  -5.787E-05      0.0000 
          28     2.35000       COMB7 Combination         Max       0.000      21.677  -5.787E-05      0.0000 
          28     0.15000       COMB7 Combination         Min       0.000      98.787  -5.787E-05      0.0000 
          28     0.50000       COMB7 Combination         Min       0.000     106.164  -5.787E-05      0.0000 
          28     0.50000       COMB7 Combination         Min       0.000      75.230  -5.787E-05      0.0000 
          28     1.00000       COMB7 Combination         Min       0.000      85.768  -5.787E-05      0.0000 
          28     1.00000       COMB7 Combination         Min       0.000      54.881  -5.787E-05      0.0000 
          28     1.25000       COMB7 Combination         Min       0.000      60.150  -5.787E-05      0.0000 
          28     1.50000       COMB7 Combination         Min       0.000      65.419  -5.787E-05      0.0000 
          28     1.50000       COMB7 Combination         Min       0.000      34.576  -5.787E-05      0.0000 
          28     2.00000       COMB7 Combination         Min       0.000      45.113  -5.787E-05      0.0000 
          28     2.00000       COMB7 Combination         Min       0.000      14.301  -5.787E-05      0.0000 
          28     2.35000       COMB7 Combination         Min       0.000      21.677  -5.787E-05      0.0000 
          28     0.15000       COMB8 Combination         Max       0.000     119.630  -9.958E-05      0.0000 
          28     0.50000       COMB8 Combination         Max       0.000     127.007  -9.958E-05      0.0000 
          28     0.50000       COMB8 Combination         Max       0.000      93.272  -9.958E-05      0.0000 
          28     1.00000       COMB8 Combination         Max       0.000     103.810  -9.958E-05      0.0000 
          28     1.00000       COMB8 Combination         Max       0.000      70.134  -9.958E-05      0.0000 
          28     1.25000       COMB8 Combination         Max       0.000      75.403  -9.958E-05      0.0000 
          28     1.50000       COMB8 Combination         Max       0.000      80.671  -9.958E-05      0.0000 
          28     1.50000       COMB8 Combination         Max       0.000      47.050  -9.958E-05      0.0000 
          28     2.00000       COMB8 Combination         Max       0.000      57.588  -9.958E-05      0.0000 
          28     2.00000       COMB8 Combination         Max       0.000      24.005  -9.958E-05      0.0000 
          28     2.35000       COMB8 Combination         Max       0.000      31.382  -9.958E-05      0.0000 
          28     0.15000       COMB8 Combination         Min       0.000     119.630  -9.958E-05      0.0000 
          28     0.50000       COMB8 Combination         Min       0.000     127.007  -9.958E-05      0.0000 
          28     0.50000       COMB8 Combination         Min       0.000      93.272  -9.958E-05      0.0000 
          28     1.00000       COMB8 Combination         Min       0.000     103.810  -9.958E-05      0.0000 
          28     1.00000       COMB8 Combination         Min       0.000      70.134  -9.958E-05      0.0000 
          28     1.25000       COMB8 Combination         Min       0.000      75.403  -9.958E-05      0.0000 
          28     1.50000       COMB8 Combination         Min       0.000      80.671  -9.958E-05      0.0000 
          28     1.50000       COMB8 Combination         Min       0.000      47.050  -9.958E-05      0.0000 
          28     2.00000       COMB8 Combination         Min       0.000      57.588  -9.958E-05      0.0000 
          28     2.00000       COMB8 Combination         Min       0.000      24.005  -9.958E-05      0.0000 
          28     2.35000       COMB8 Combination         Min       0.000      31.382  -9.958E-05      0.0000 
          28     0.15000       COMB9 Combination         Max       0.000      93.881  -6.149E-05      0.0000 
          28     0.50000       COMB9 Combination         Max       0.000     101.257  -6.149E-05      0.0000 
          28     0.50000       COMB9 Combination         Max       0.000      71.013  -6.149E-05      0.0000 
          28     1.00000       COMB9 Combination         Max       0.000      81.551  -6.149E-05      0.0000 
          28     1.00000       COMB9 Combination         Max       0.000      51.351  -6.149E-05      0.0000 
          28     1.25000       COMB9 Combination         Max       0.000      56.620  -6.149E-05      0.0000 
          28     1.50000       COMB9 Combination         Max       0.000      61.889  -6.149E-05      0.0000 
          28     1.50000       COMB9 Combination         Max       0.000      31.731  -6.149E-05      0.0000 
          28     2.00000       COMB9 Combination         Max       0.000      42.268  -6.149E-05      0.0000 
          28     2.00000       COMB9 Combination         Max       0.000      12.138  -6.149E-05      0.0000 
          28     2.35000       COMB9 Combination         Max       0.000      19.515  -6.149E-05      0.0000 
          28     0.15000       COMB9 Combination         Min       0.000      93.881  -6.149E-05      0.0000 
          28     0.50000       COMB9 Combination         Min       0.000     101.257  -6.149E-05      0.0000 
          28     0.50000       COMB9 Combination         Min       0.000      71.013  -6.149E-05      0.0000 
          28     1.00000       COMB9 Combination         Min       0.000      81.551  -6.149E-05      0.0000 
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          28     1.00000       COMB9 Combination         Min       0.000      51.351  -6.149E-05      0.0000 
          28     1.25000       COMB9 Combination         Min       0.000      56.620  -6.149E-05      0.0000 
          28     1.50000       COMB9 Combination         Min       0.000      61.889  -6.149E-05      0.0000 
          28     1.50000       COMB9 Combination         Min       0.000      31.731  -6.149E-05      0.0000 
          28     2.00000       COMB9 Combination         Min       0.000      42.268  -6.149E-05      0.0000 
          28     2.00000       COMB9 Combination         Min       0.000      12.138  -6.149E-05      0.0000 
          28     2.35000       COMB9 Combination         Min       0.000      19.515  -6.149E-05      0.0000 
          28     0.15000      COMB10 Combination         Max       0.000      96.149      -0.017      0.0000 
          28     0.50000      COMB10 Combination         Max       0.000     103.525      -0.017      0.0000 
          28     0.50000      COMB10 Combination         Max       0.000      73.214      -0.017      0.0000 
          28     1.00000      COMB10 Combination         Max       0.000      83.751      -0.017      0.0000 
          28     1.00000      COMB10 Combination         Max       0.000      53.486      -0.017      0.0000 
          28     1.25000      COMB10 Combination         Max       0.000      58.755      -0.017      0.0000 
          28     1.50000      COMB10 Combination         Max       0.000      64.023      -0.017      0.0000 
          28     1.50000      COMB10 Combination         Max       0.000      33.801      -0.017      0.0000 
          28     2.00000      COMB10 Combination         Max       0.000      44.338      -0.017      0.0000 
          28     2.00000      COMB10 Combination         Max       0.000      14.146      -0.017      0.0000 
          28     2.35000      COMB10 Combination         Max       0.000      21.522      -0.017      0.0000 
          28     0.15000      COMB10 Combination         Min       0.000      96.149      -0.017      0.0000 
          28     0.50000      COMB10 Combination         Min       0.000     103.525      -0.017      0.0000 
          28     0.50000      COMB10 Combination         Min       0.000      73.214      -0.017      0.0000 
          28     1.00000      COMB10 Combination         Min       0.000      83.751      -0.017      0.0000 
          28     1.00000      COMB10 Combination         Min       0.000      53.486      -0.017      0.0000 
          28     1.25000      COMB10 Combination         Min       0.000      58.755      -0.017      0.0000 
          28     1.50000      COMB10 Combination         Min       0.000      64.023      -0.017      0.0000 
          28     1.50000      COMB10 Combination         Min       0.000      33.801      -0.017      0.0000 
          28     2.00000      COMB10 Combination         Min       0.000      44.338      -0.017      0.0000 
          28     2.00000      COMB10 Combination         Min       0.000      14.146      -0.017      0.0000 
          28     2.35000      COMB10 Combination         Min       0.000      21.522      -0.017      0.0000 
          28     0.15000      COMB11 Combination         Max       0.000     114.724  -1.032E-04      0.0000 
          28     0.50000      COMB11 Combination         Max       0.000     122.100  -1.032E-04      0.0000 
          28     0.50000      COMB11 Combination         Max       0.000      89.056  -1.032E-04      0.0000 
          28     1.00000      COMB11 Combination         Max       0.000      99.593  -1.032E-04      0.0000 
          28     1.00000      COMB11 Combination         Max       0.000      66.604  -1.032E-04      0.0000 
          28     1.25000      COMB11 Combination         Max       0.000      71.873  -1.032E-04      0.0000 
          28     1.50000      COMB11 Combination         Max       0.000      77.142  -1.032E-04      0.0000 
          28     1.50000      COMB11 Combination         Max       0.000      44.205  -1.032E-04      0.0000 
          28     2.00000      COMB11 Combination         Max       0.000      54.742  -1.032E-04      0.0000 
          28     2.00000      COMB11 Combination         Max       0.000      21.843  -1.032E-04      0.0000 
          28     2.35000      COMB11 Combination         Max       0.000      29.219  -1.032E-04      0.0000 
          28     0.15000      COMB11 Combination         Min       0.000     114.724  -1.032E-04      0.0000 
          28     0.50000      COMB11 Combination         Min       0.000     122.100  -1.032E-04      0.0000 
          28     0.50000      COMB11 Combination         Min       0.000      89.056  -1.032E-04      0.0000 
          28     1.00000      COMB11 Combination         Min       0.000      99.593  -1.032E-04      0.0000 
          28     1.00000      COMB11 Combination         Min       0.000      66.604  -1.032E-04      0.0000 
          28     1.25000      COMB11 Combination         Min       0.000      71.873  -1.032E-04      0.0000 
          28     1.50000      COMB11 Combination         Min       0.000      77.142  -1.032E-04      0.0000 
          28     1.50000      COMB11 Combination         Min       0.000      44.205  -1.032E-04      0.0000 
          28     2.00000      COMB11 Combination         Min       0.000      54.742  -1.032E-04      0.0000 
          28     2.00000      COMB11 Combination         Min       0.000      21.843  -1.032E-04      0.0000 
          28     2.35000      COMB11 Combination         Min       0.000      29.219  -1.032E-04      0.0000 
          28     0.15000      COMB12 Combination         Max       0.000     116.991      -0.017      0.0000 
          28     0.50000      COMB12 Combination         Max       0.000     124.368      -0.017      0.0000 
          28     0.50000      COMB12 Combination         Max       0.000      91.256      -0.017      0.0000 
          28     1.00000      COMB12 Combination         Max       0.000     101.793      -0.017      0.0000 
          28     1.00000      COMB12 Combination         Max       0.000      68.739      -0.017      0.0000 
          28     1.25000      COMB12 Combination         Max       0.000      74.007      -0.017      0.0000 
          28     1.50000      COMB12 Combination         Max       0.000      79.276      -0.017      0.0000 
          28     1.50000      COMB12 Combination         Max       0.000      46.275      -0.017      0.0000 
          28     2.00000      COMB12 Combination         Max       0.000      56.813      -0.017      0.0000 
          28     2.00000      COMB12 Combination         Max       0.000      23.850      -0.017      0.0000 
          28     2.35000      COMB12 Combination         Max       0.000      31.226      -0.017      0.0000 
          28     0.15000      COMB12 Combination         Min       0.000     116.991      -0.017      0.0000 
          28     0.50000      COMB12 Combination         Min       0.000     124.368      -0.017      0.0000 
          28     0.50000      COMB12 Combination         Min       0.000      91.256      -0.017      0.0000 
          28     1.00000      COMB12 Combination         Min       0.000     101.793      -0.017      0.0000 
          28     1.00000      COMB12 Combination         Min       0.000      68.739      -0.017      0.0000 
          28     1.25000      COMB12 Combination         Min       0.000      74.007      -0.017      0.0000 
          28     1.50000      COMB12 Combination         Min       0.000      79.276      -0.017      0.0000 
          28     1.50000      COMB12 Combination         Min       0.000      46.275      -0.017      0.0000 
          28     2.00000      COMB12 Combination         Min       0.000      56.813      -0.017      0.0000 
          28     2.00000      COMB12 Combination         Min       0.000      23.850      -0.017      0.0000 
          28     2.35000      COMB12 Combination         Min       0.000      31.226      -0.017      0.0000 
          28     0.15000      COMB13 Combination         Max       1.045     122.688       0.131      0.0000 
          28     0.50000      COMB13 Combination         Max       1.045     130.065       0.131      0.0000 
          28     0.50000      COMB13 Combination         Max       0.651      96.341       0.090      0.0000 
          28     1.00000      COMB13 Combination         Max       0.651     106.879       0.090      0.0000 
          28     1.00000      COMB13 Combination         Max   4.891E-07      73.216       0.043      0.0000 
          28     1.25000      COMB13 Combination         Max   4.891E-07      78.484       0.043      0.0000 
          28     1.50000      COMB13 Combination         Max   4.891E-07      83.753       0.043      0.0000 
          28     1.50000      COMB13 Combination         Max       0.651      50.147       0.098      0.0000 
          28     2.00000      COMB13 Combination         Max       0.651      60.684       0.098      0.0000 
          28     2.00000      COMB13 Combination         Max       1.045      27.119       0.137      0.0000 
          28     2.35000      COMB13 Combination         Max       1.045      34.495       0.137      0.0000 
          28     0.15000      COMB13 Combination         Min      -1.045     115.543      -0.131      0.0000 
          28     0.50000      COMB13 Combination         Min      -1.045     122.919      -0.131      0.0000 
          28     0.50000      COMB13 Combination         Min      -0.651      89.206      -0.090      0.0000 
          28     1.00000      COMB13 Combination         Min      -0.651      99.743      -0.090      0.0000 
          28     1.00000      COMB13 Combination         Min  -4.891E-07      66.085      -0.043      0.0000 
          28     1.25000      COMB13 Combination         Min  -4.891E-07      71.354      -0.043      0.0000 
          28     1.50000      COMB13 Combination         Min  -4.891E-07      76.623      -0.043      0.0000 
          28     1.50000      COMB13 Combination         Min      -0.651      43.017      -0.099      0.0000 
          28     2.00000      COMB13 Combination         Min      -0.651      53.555      -0.099      0.0000 
          28     2.00000      COMB13 Combination         Min      -1.045      19.986      -0.137      0.0000 
          28     2.35000      COMB13 Combination         Min      -1.045      27.362      -0.137      0.0000 
          28     0.15000      COMB14 Combination         Max       0.126     127.380       0.930      0.0000 
          28     0.50000      COMB14 Combination         Max       0.126     134.756       0.930      0.0000 
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          28     0.50000      COMB14 Combination         Max       0.079     100.836       0.644      0.0000 
          28     1.00000      COMB14 Combination         Max       0.079     111.374       0.644      0.0000 
          28     1.00000      COMB14 Combination         Max   4.337E-07      77.517       0.098      0.0000 
          28     1.25000      COMB14 Combination         Max   4.337E-07      82.786       0.098      0.0000 
          28     1.50000      COMB14 Combination         Max   4.337E-07      88.055       0.098      0.0000 
          28     1.50000      COMB14 Combination         Max       0.079      54.258       0.640      0.0000 
          28     2.00000      COMB14 Combination         Max       0.079      64.795       0.640      0.0000 
          28     2.00000      COMB14 Combination         Max       0.126      31.042       0.930      0.0000 
          28     2.35000      COMB14 Combination         Max       0.126      38.419       0.930      0.0000 
          28     0.15000      COMB14 Combination         Min      -0.126     110.851      -0.930      0.0000 
          28     0.50000      COMB14 Combination         Min      -0.126     118.227      -0.930      0.0000 
          28     0.50000      COMB14 Combination         Min      -0.079      84.711      -0.644      0.0000 
          28     1.00000      COMB14 Combination         Min      -0.079      95.248      -0.644      0.0000 
          28     1.00000      COMB14 Combination         Min  -4.337E-07      61.784      -0.099      0.0000 
          28     1.25000      COMB14 Combination         Min  -4.337E-07      67.052      -0.099      0.0000 
          28     1.50000      COMB14 Combination         Min  -4.337E-07      72.321      -0.099      0.0000 
          28     1.50000      COMB14 Combination         Min      -0.079      38.906      -0.641      0.0000 
          28     2.00000      COMB14 Combination         Min      -0.079      49.443      -0.641      0.0000 
          28     2.00000      COMB14 Combination         Min      -0.126      16.062      -0.930      0.0000 
          28     2.35000      COMB14 Combination         Min      -0.126      23.438      -0.930      0.0000 
          28     0.15000         INV Combination         Max       1.045     127.380       0.930      0.0000 
          28     0.50000         INV Combination         Max       1.045     134.756       0.930      0.0000 
          28     0.50000         INV Combination         Max       0.651     100.836       0.644      0.0000 
          28     1.00000         INV Combination         Max       0.651     111.374       0.644      0.0000 
          28     1.00000         INV Combination         Max   4.891E-07      77.517       0.098      0.0000 
          28     1.25000         INV Combination         Max   4.891E-07      82.786       0.098      0.0000 
          28     1.50000         INV Combination         Max   4.891E-07      88.055       0.098      0.0000 
          28     1.50000         INV Combination         Max       0.651      54.258       0.640      0.0000 
          28     2.00000         INV Combination         Max       0.651      64.795       0.640      0.0000 
          28     2.00000         INV Combination         Max       1.045      31.042       0.930      0.0000 
          28     2.35000         INV Combination         Max       1.045      38.419       0.930      0.0000 
          28     0.15000         INV Combination         Min      -1.045      92.851      -0.930      0.0000 
          28     0.50000         INV Combination         Min      -1.045     100.228      -0.930      0.0000 
          28     0.50000         INV Combination         Min      -0.651      70.015      -0.644      0.0000 
          28     1.00000         INV Combination         Min      -0.651      80.553      -0.644      0.0000 
          28     1.00000         INV Combination         Min  -4.891E-07      50.385      -0.099      0.0000 
          28     1.25000         INV Combination         Min  -4.891E-07      55.653      -0.099      0.0000 
          28     1.50000         INV Combination         Min  -4.891E-07      60.922      -0.099      0.0000 
          28     1.50000         INV Combination         Min      -0.651      30.794      -0.641      0.0000 
          28     2.00000         INV Combination         Min      -0.651      41.332      -0.641      0.0000 
          28     2.00000         INV Combination         Min      -1.045      11.232      -0.930      0.0000 
          28     2.35000         INV Combination         Min      -1.045      18.608      -0.930      0.0000 
          29     0.15000          PP   LinStatic                   0.000      42.878   6.090E-05      0.0000 
          29     0.50000          PP   LinStatic                   0.000      48.504   6.090E-05      0.0000 
          29     0.50000          PP   LinStatic                   0.000      24.273   6.090E-05      0.0000 
          29     1.00000          PP   LinStatic                   0.000      32.311   6.090E-05      0.0000 
          29     1.00000          PP   LinStatic                   0.000       8.094   6.090E-05      0.0000 
          29     1.25000          PP   LinStatic                   0.000      12.113   6.090E-05      0.0000 
          29     1.50000          PP   LinStatic                   0.000      16.132   6.090E-05      0.0000 
          29     1.50000          PP   LinStatic                   0.000      -8.076   6.090E-05      0.0000 
          29     2.00000          PP   LinStatic                   0.000      -0.039   6.090E-05      0.0000 
          29     2.00000          PP   LinStatic                   0.000     -24.245   6.090E-05      0.0000 
          29     2.35000          PP   LinStatic                   0.000     -18.619   6.090E-05      0.0000 
          29     0.15000        PERM   LinStatic                   0.000      26.240   3.127E-04      0.0000 
          29     0.50000        PERM   LinStatic                   0.000      27.990   3.127E-04      0.0000 
          29     0.50000        PERM   LinStatic                   0.000      21.457   3.127E-04      0.0000 
          29     1.00000        PERM   LinStatic                   0.000      23.957   3.127E-04      0.0000 
          29     1.00000        PERM   LinStatic                   0.000      17.437   3.127E-04      0.0000 
          29     1.25000        PERM   LinStatic                   0.000      18.687   3.127E-04      0.0000 
          29     1.50000        PERM   LinStatic                   0.000      19.937   3.127E-04      0.0000 
          29     1.50000        PERM   LinStatic                   0.000      13.431   3.127E-04      0.0000 
          29     2.00000        PERM   LinStatic                   0.000      15.931   3.127E-04      0.0000 
          29     2.00000        PERM   LinStatic                   0.000       9.436   3.127E-04      0.0000 
          29     2.35000        PERM   LinStatic                   0.000      11.186   3.127E-04      0.0000 
          29     0.15000        NEVE   LinStatic                   0.000      18.296   2.140E-04      0.0000 
          29     0.50000        NEVE   LinStatic                   0.000      18.296   2.140E-04      0.0000 
          29     0.50000        NEVE   LinStatic                   0.000      15.536   2.140E-04      0.0000 
          29     1.00000        NEVE   LinStatic                   0.000      15.536   2.140E-04      0.0000 
          29     1.00000        NEVE   LinStatic                   0.000      12.786   2.140E-04      0.0000 
          29     1.25000        NEVE   LinStatic                   0.000      12.786   2.140E-04      0.0000 
          29     1.50000        NEVE   LinStatic                   0.000      12.786   2.140E-04      0.0000 
          29     1.50000        NEVE   LinStatic                   0.000      10.045   2.140E-04      0.0000 
          29     2.00000        NEVE   LinStatic                   0.000      10.045   2.140E-04      0.0000 
          29     2.00000        NEVE   LinStatic                   0.000       7.311   2.140E-04      0.0000 
          29     2.35000        NEVE   LinStatic                   0.000       7.311   2.140E-04      0.0000 
          29     0.15000      VENTOX   LinStatic                   0.000      -4.265   1.052E-04      0.0000 
          29     0.50000      VENTOX   LinStatic                   0.000      -4.265   1.052E-04      0.0000 
          29     0.50000      VENTOX   LinStatic                   0.000      -3.585   1.052E-04      0.0000 
          29     1.00000      VENTOX   LinStatic                   0.000      -3.585   1.052E-04      0.0000 
          29     1.00000      VENTOX   LinStatic                   0.000      -2.907   1.052E-04      0.0000 
          29     1.25000      VENTOX   LinStatic                   0.000      -2.907   1.052E-04      0.0000 
          29     1.50000      VENTOX   LinStatic                   0.000      -2.907   1.052E-04      0.0000 
          29     1.50000      VENTOX   LinStatic                   0.000      -2.231   1.052E-04      0.0000 
          29     2.00000      VENTOX   LinStatic                   0.000      -2.231   1.052E-04      0.0000 
          29     2.00000      VENTOX   LinStatic                   0.000      -1.557   1.052E-04      0.0000 
          29     2.35000      VENTOX   LinStatic                   0.000      -1.557   1.052E-04      0.0000 
          29     0.15000      VENTOY   LinStatic                   0.000      -1.956      -0.026      0.0000 
          29     0.50000      VENTOY   LinStatic                   0.000      -1.956      -0.026      0.0000 
          29     0.50000      VENTOY   LinStatic                   0.000      -1.337      -0.026      0.0000 
          29     1.00000      VENTOY   LinStatic                   0.000      -1.337      -0.026      0.0000 
          29     1.00000      VENTOY   LinStatic                   0.000      -0.719      -0.026      0.0000 
          29     1.25000      VENTOY   LinStatic                   0.000      -0.719      -0.026      0.0000 
          29     1.50000      VENTOY   LinStatic                   0.000      -0.719      -0.026      0.0000 
          29     1.50000      VENTOY   LinStatic                   0.000      -0.102      -0.026      0.0000 
          29     2.00000      VENTOY   LinStatic                   0.000      -0.102      -0.026      0.0000 
          29     2.00000      VENTOY   LinStatic                   0.000       0.516      -0.026      0.0000 
          29     2.35000      VENTOY   LinStatic                   0.000       0.516      -0.026      0.0000 
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          29     0.15000      SISMAX LinRespSpec         Max       0.906       3.503       0.167      0.0000 
          29     0.50000      SISMAX LinRespSpec         Max       0.906       3.503       0.167      0.0000 
          29     0.50000      SISMAX LinRespSpec         Max       0.564       3.507       0.113      0.0000 
          29     1.00000      SISMAX LinRespSpec         Max       0.564       3.507       0.113      0.0000 
          29     1.00000      SISMAX LinRespSpec         Max   5.565E-07       3.513       0.054      0.0000 
          29     1.25000      SISMAX LinRespSpec         Max   5.565E-07       3.513       0.054      0.0000 
          29     1.50000      SISMAX LinRespSpec         Max   5.565E-07       3.513       0.054      0.0000 
          29     1.50000      SISMAX LinRespSpec         Max       0.564       3.522       0.127      0.0000 
          29     2.00000      SISMAX LinRespSpec         Max       0.564       3.522       0.127      0.0000 
          29     2.00000      SISMAX LinRespSpec         Max       0.906       3.533       0.175      0.0000 
          29     2.35000      SISMAX LinRespSpec         Max       0.906       3.533       0.175      0.0000 
          29     0.15000      SISMAY LinRespSpec         Max       0.070       8.588       0.937      0.0000 
          29     0.50000      SISMAY LinRespSpec         Max       0.070       8.588       0.937      0.0000 
          29     0.50000      SISMAY LinRespSpec         Max       0.044       8.407       0.648      0.0000 
          29     1.00000      SISMAY LinRespSpec         Max       0.044       8.407       0.648      0.0000 
          29     1.00000      SISMAY LinRespSpec         Max   6.762E-07       8.231       0.080      0.0000 
          29     1.25000      SISMAY LinRespSpec         Max   6.762E-07       8.231       0.080      0.0000 
          29     1.50000      SISMAY LinRespSpec         Max   6.762E-07       8.231       0.080      0.0000 
          29     1.50000      SISMAY LinRespSpec         Max       0.044       8.061       0.642      0.0000 
          29     2.00000      SISMAY LinRespSpec         Max       0.044       8.061       0.642      0.0000 
          29     2.00000      SISMAY LinRespSpec         Max       0.070       7.896       0.938      0.0000 
          29     2.35000      SISMAY LinRespSpec         Max       0.070       7.896       0.938      0.0000 
          29     0.15000        TERM   LinStatic                   0.000      -1.092   9.421E-05      0.0000 
          29     0.50000        TERM   LinStatic                   0.000      -1.092   9.421E-05      0.0000 
          29     0.50000        TERM   LinStatic                   0.000      -1.078   9.421E-05      0.0000 
          29     1.00000        TERM   LinStatic                   0.000      -1.078   9.421E-05      0.0000 
          29     1.00000        TERM   LinStatic                   0.000      -1.064   9.421E-05      0.0000 
          29     1.25000        TERM   LinStatic                   0.000      -1.064   9.421E-05      0.0000 
          29     1.50000        TERM   LinStatic                   0.000      -1.064   9.421E-05      0.0000 
          29     1.50000        TERM   LinStatic                   0.000      -1.051   9.421E-05      0.0000 
          29     2.00000        TERM   LinStatic                   0.000      -1.051   9.421E-05      0.0000 
          29     2.00000        TERM   LinStatic                   0.000      -1.039   9.421E-05      0.0000 
          29     2.35000        TERM   LinStatic                   0.000      -1.039   9.421E-05      0.0000 
          29     0.15000       COMB1 Combination         Max       0.000      68.026   4.678E-04      0.0000 
          29     0.50000       COMB1 Combination         Max       0.000      75.402   4.678E-04      0.0000 
          29     0.50000       COMB1 Combination         Max       0.000      44.652   4.678E-04      0.0000 
          29     1.00000       COMB1 Combination         Max       0.000      55.190   4.678E-04      0.0000 
          29     1.00000       COMB1 Combination         Max       0.000      24.468   4.678E-04      0.0000 
          29     1.25000       COMB1 Combination         Max       0.000      29.736   4.678E-04      0.0000 
          29     1.50000       COMB1 Combination         Max       0.000      35.005   4.678E-04      0.0000 
          29     1.50000       COMB1 Combination         Max       0.000       4.304   4.678E-04      0.0000 
          29     2.00000       COMB1 Combination         Max       0.000      14.842   4.678E-04      0.0000 
          29     2.00000       COMB1 Combination         Max       0.000     -15.848   4.678E-04      0.0000 
          29     2.35000       COMB1 Combination         Max       0.000      -8.472   4.678E-04      0.0000 
          29     0.15000       COMB1 Combination         Min       0.000      68.026   4.678E-04      0.0000 
          29     0.50000       COMB1 Combination         Min       0.000      75.402   4.678E-04      0.0000 
          29     0.50000       COMB1 Combination         Min       0.000      44.652   4.678E-04      0.0000 
          29     1.00000       COMB1 Combination         Min       0.000      55.190   4.678E-04      0.0000 
          29     1.00000       COMB1 Combination         Min       0.000      24.468   4.678E-04      0.0000 
          29     1.25000       COMB1 Combination         Min       0.000      29.736   4.678E-04      0.0000 
          29     1.50000       COMB1 Combination         Min       0.000      35.005   4.678E-04      0.0000 
          29     1.50000       COMB1 Combination         Min       0.000       4.304   4.678E-04      0.0000 
          29     2.00000       COMB1 Combination         Min       0.000      14.842   4.678E-04      0.0000 
          29     2.00000       COMB1 Combination         Min       0.000     -15.848   4.678E-04      0.0000 
          29     2.35000       COMB1 Combination         Min       0.000      -8.472   4.678E-04      0.0000 
          29     0.15000       COMB2 Combination         Max       0.000      86.322   6.818E-04      0.0000 
          29     0.50000       COMB2 Combination         Max       0.000      93.698   6.818E-04      0.0000 
          29     0.50000       COMB2 Combination         Max       0.000      60.189   6.818E-04      0.0000 
          29     1.00000       COMB2 Combination         Max       0.000      70.726   6.818E-04      0.0000 
          29     1.00000       COMB2 Combination         Max       0.000      37.254   6.818E-04      0.0000 
          29     1.25000       COMB2 Combination         Max       0.000      42.522   6.818E-04      0.0000 
          29     1.50000       COMB2 Combination         Max       0.000      47.791   6.818E-04      0.0000 
          29     1.50000       COMB2 Combination         Max       0.000      14.349   6.818E-04      0.0000 
          29     2.00000       COMB2 Combination         Max       0.000      24.887   6.818E-04      0.0000 
          29     2.00000       COMB2 Combination         Max       0.000      -8.537   6.818E-04      0.0000 
          29     2.35000       COMB2 Combination         Max       0.000      -1.160   6.818E-04      0.0000 
          29     0.15000       COMB2 Combination         Min       0.000      86.322   6.818E-04      0.0000 
          29     0.50000       COMB2 Combination         Min       0.000      93.698   6.818E-04      0.0000 
          29     0.50000       COMB2 Combination         Min       0.000      60.189   6.818E-04      0.0000 
          29     1.00000       COMB2 Combination         Min       0.000      70.726   6.818E-04      0.0000 
          29     1.00000       COMB2 Combination         Min       0.000      37.254   6.818E-04      0.0000 
          29     1.25000       COMB2 Combination         Min       0.000      42.522   6.818E-04      0.0000 
          29     1.50000       COMB2 Combination         Min       0.000      47.791   6.818E-04      0.0000 
          29     1.50000       COMB2 Combination         Min       0.000      14.349   6.818E-04      0.0000 
          29     2.00000       COMB2 Combination         Min       0.000      24.887   6.818E-04      0.0000 
          29     2.00000       COMB2 Combination         Min       0.000      -8.537   6.818E-04      0.0000 
          29     2.35000       COMB2 Combination         Min       0.000      -1.160   6.818E-04      0.0000 
          29     0.15000       COMB3 Combination         Max       0.000      63.761   5.731E-04      0.0000 
          29     0.50000       COMB3 Combination         Max       0.000      71.137   5.731E-04      0.0000 
          29     0.50000       COMB3 Combination         Max       0.000      41.067   5.731E-04      0.0000 
          29     1.00000       COMB3 Combination         Max       0.000      51.605   5.731E-04      0.0000 
          29     1.00000       COMB3 Combination         Max       0.000      21.560   5.731E-04      0.0000 
          29     1.25000       COMB3 Combination         Max       0.000      26.829   5.731E-04      0.0000 
          29     1.50000       COMB3 Combination         Max       0.000      32.098   5.731E-04      0.0000 
          29     1.50000       COMB3 Combination         Max       0.000       2.073   5.731E-04      0.0000 
          29     2.00000       COMB3 Combination         Max       0.000      12.610   5.731E-04      0.0000 
          29     2.00000       COMB3 Combination         Max       0.000     -17.405   5.731E-04      0.0000 
          29     2.35000       COMB3 Combination         Max       0.000     -10.029   5.731E-04      0.0000 
          29     0.15000       COMB3 Combination         Min       0.000      63.761   5.731E-04      0.0000 
          29     0.50000       COMB3 Combination         Min       0.000      71.137   5.731E-04      0.0000 
          29     0.50000       COMB3 Combination         Min       0.000      41.067   5.731E-04      0.0000 
          29     1.00000       COMB3 Combination         Min       0.000      51.605   5.731E-04      0.0000 
          29     1.00000       COMB3 Combination         Min       0.000      21.560   5.731E-04      0.0000 
          29     1.25000       COMB3 Combination         Min       0.000      26.829   5.731E-04      0.0000 
          29     1.50000       COMB3 Combination         Min       0.000      32.098   5.731E-04      0.0000 
          29     1.50000       COMB3 Combination         Min       0.000       2.073   5.731E-04      0.0000 
          29     2.00000       COMB3 Combination         Min       0.000      12.610   5.731E-04      0.0000 
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          29     2.00000       COMB3 Combination         Min       0.000     -17.405   5.731E-04      0.0000 
          29     2.35000       COMB3 Combination         Min       0.000     -10.029   5.731E-04      0.0000 
          29     0.15000       COMB4 Combination         Max       0.000      66.070      -0.025      0.0000 
          29     0.50000       COMB4 Combination         Max       0.000      73.446      -0.025      0.0000 
          29     0.50000       COMB4 Combination         Max       0.000      43.315      -0.025      0.0000 
          29     1.00000       COMB4 Combination         Max       0.000      53.853      -0.025      0.0000 
          29     1.00000       COMB4 Combination         Max       0.000      23.748      -0.025      0.0000 
          29     1.25000       COMB4 Combination         Max       0.000      29.017      -0.025      0.0000 
          29     1.50000       COMB4 Combination         Max       0.000      34.286      -0.025      0.0000 
          29     1.50000       COMB4 Combination         Max       0.000       4.203      -0.025      0.0000 
          29     2.00000       COMB4 Combination         Max       0.000      14.740      -0.025      0.0000 
          29     2.00000       COMB4 Combination         Max       0.000     -15.332      -0.025      0.0000 
          29     2.35000       COMB4 Combination         Max       0.000      -7.956      -0.025      0.0000 
          29     0.15000       COMB4 Combination         Min       0.000      66.070      -0.025      0.0000 
          29     0.50000       COMB4 Combination         Min       0.000      73.446      -0.025      0.0000 
          29     0.50000       COMB4 Combination         Min       0.000      43.315      -0.025      0.0000 
          29     1.00000       COMB4 Combination         Min       0.000      53.853      -0.025      0.0000 
          29     1.00000       COMB4 Combination         Min       0.000      23.748      -0.025      0.0000 
          29     1.25000       COMB4 Combination         Min       0.000      29.017      -0.025      0.0000 
          29     1.50000       COMB4 Combination         Min       0.000      34.286      -0.025      0.0000 
          29     1.50000       COMB4 Combination         Min       0.000       4.203      -0.025      0.0000 
          29     2.00000       COMB4 Combination         Min       0.000      14.740      -0.025      0.0000 
          29     2.00000       COMB4 Combination         Min       0.000     -15.332      -0.025      0.0000 
          29     2.35000       COMB4 Combination         Min       0.000      -7.956      -0.025      0.0000 
          29     0.15000       COMB5 Combination         Max       0.000      82.056   7.870E-04      0.0000 
          29     0.50000       COMB5 Combination         Max       0.000      89.433   7.870E-04      0.0000 
          29     0.50000       COMB5 Combination         Max       0.000      56.603   7.870E-04      0.0000 
          29     1.00000       COMB5 Combination         Max       0.000      67.141   7.870E-04      0.0000 
          29     1.00000       COMB5 Combination         Max       0.000      34.346   7.870E-04      0.0000 
          29     1.25000       COMB5 Combination         Max       0.000      39.615   7.870E-04      0.0000 
          29     1.50000       COMB5 Combination         Max       0.000      44.884   7.870E-04      0.0000 
          29     1.50000       COMB5 Combination         Max       0.000      12.118   7.870E-04      0.0000 
          29     2.00000       COMB5 Combination         Max       0.000      22.656   7.870E-04      0.0000 
          29     2.00000       COMB5 Combination         Max       0.000     -10.094   7.870E-04      0.0000 
          29     2.35000       COMB5 Combination         Max       0.000      -2.717   7.870E-04      0.0000 
          29     0.15000       COMB5 Combination         Min       0.000      82.056   7.870E-04      0.0000 
          29     0.50000       COMB5 Combination         Min       0.000      89.433   7.870E-04      0.0000 
          29     0.50000       COMB5 Combination         Min       0.000      56.603   7.870E-04      0.0000 
          29     1.00000       COMB5 Combination         Min       0.000      67.141   7.870E-04      0.0000 
          29     1.00000       COMB5 Combination         Min       0.000      34.346   7.870E-04      0.0000 
          29     1.25000       COMB5 Combination         Min       0.000      39.615   7.870E-04      0.0000 
          29     1.50000       COMB5 Combination         Min       0.000      44.884   7.870E-04      0.0000 
          29     1.50000       COMB5 Combination         Min       0.000      12.118   7.870E-04      0.0000 
          29     2.00000       COMB5 Combination         Min       0.000      22.656   7.870E-04      0.0000 
          29     2.00000       COMB5 Combination         Min       0.000     -10.094   7.870E-04      0.0000 
          29     2.35000       COMB5 Combination         Min       0.000      -2.717   7.870E-04      0.0000 
          29     0.15000       COMB6 Combination         Max       0.000      84.365      -0.025      0.0000 
          29     0.50000       COMB6 Combination         Max       0.000      91.742      -0.025      0.0000 
          29     0.50000       COMB6 Combination         Max       0.000      58.851      -0.025      0.0000 
          29     1.00000       COMB6 Combination         Max       0.000      69.389      -0.025      0.0000 
          29     1.00000       COMB6 Combination         Max       0.000      36.534      -0.025      0.0000 
          29     1.25000       COMB6 Combination         Max       0.000      41.803      -0.025      0.0000 
          29     1.50000       COMB6 Combination         Max       0.000      47.072      -0.025      0.0000 
          29     1.50000       COMB6 Combination         Max       0.000      14.248      -0.025      0.0000 
          29     2.00000       COMB6 Combination         Max       0.000      24.785      -0.025      0.0000 
          29     2.00000       COMB6 Combination         Max       0.000      -8.021      -0.025      0.0000 
          29     2.35000       COMB6 Combination         Max       0.000      -0.645      -0.025      0.0000 
          29     0.15000       COMB6 Combination         Min       0.000      84.365      -0.025      0.0000 
          29     0.50000       COMB6 Combination         Min       0.000      91.742      -0.025      0.0000 
          29     0.50000       COMB6 Combination         Min       0.000      58.851      -0.025      0.0000 
          29     1.00000       COMB6 Combination         Min       0.000      69.389      -0.025      0.0000 
          29     1.00000       COMB6 Combination         Min       0.000      36.534      -0.025      0.0000 
          29     1.25000       COMB6 Combination         Min       0.000      41.803      -0.025      0.0000 
          29     1.50000       COMB6 Combination         Min       0.000      47.072      -0.025      0.0000 
          29     1.50000       COMB6 Combination         Min       0.000      14.248      -0.025      0.0000 
          29     2.00000       COMB6 Combination         Min       0.000      24.785      -0.025      0.0000 
          29     2.00000       COMB6 Combination         Min       0.000      -8.021      -0.025      0.0000 
          29     2.35000       COMB6 Combination         Min       0.000      -0.645      -0.025      0.0000 
          29     0.15000       COMB7 Combination         Max       0.000      70.210   2.794E-04      0.0000 
          29     0.50000       COMB7 Combination         Max       0.000      77.586   2.794E-04      0.0000 
          29     0.50000       COMB7 Combination         Max       0.000      46.807   2.794E-04      0.0000 
          29     1.00000       COMB7 Combination         Max       0.000      57.345   2.794E-04      0.0000 
          29     1.00000       COMB7 Combination         Max       0.000      26.595   2.794E-04      0.0000 
          29     1.25000       COMB7 Combination         Max       0.000      31.864   2.794E-04      0.0000 
          29     1.50000       COMB7 Combination         Max       0.000      37.133   2.794E-04      0.0000 
          29     1.50000       COMB7 Combination         Max       0.000       6.406   2.794E-04      0.0000 
          29     2.00000       COMB7 Combination         Max       0.000      16.944   2.794E-04      0.0000 
          29     2.00000       COMB7 Combination         Max       0.000     -13.770   2.794E-04      0.0000 
          29     2.35000       COMB7 Combination         Max       0.000      -6.394   2.794E-04      0.0000 
          29     0.15000       COMB7 Combination         Min       0.000      70.210   2.794E-04      0.0000 
          29     0.50000       COMB7 Combination         Min       0.000      77.586   2.794E-04      0.0000 
          29     0.50000       COMB7 Combination         Min       0.000      46.807   2.794E-04      0.0000 
          29     1.00000       COMB7 Combination         Min       0.000      57.345   2.794E-04      0.0000 
          29     1.00000       COMB7 Combination         Min       0.000      26.595   2.794E-04      0.0000 
          29     1.25000       COMB7 Combination         Min       0.000      31.864   2.794E-04      0.0000 
          29     1.50000       COMB7 Combination         Min       0.000      37.133   2.794E-04      0.0000 
          29     1.50000       COMB7 Combination         Min       0.000       6.406   2.794E-04      0.0000 
          29     2.00000       COMB7 Combination         Min       0.000      16.944   2.794E-04      0.0000 
          29     2.00000       COMB7 Combination         Min       0.000     -13.770   2.794E-04      0.0000 
          29     2.35000       COMB7 Combination         Min       0.000      -6.394   2.794E-04      0.0000 
          29     0.15000       COMB8 Combination         Max       0.000      88.505   4.934E-04      0.0000 
          29     0.50000       COMB8 Combination         Max       0.000      95.882   4.934E-04      0.0000 
          29     0.50000       COMB8 Combination         Max       0.000      62.344   4.934E-04      0.0000 
          29     1.00000       COMB8 Combination         Max       0.000      72.881   4.934E-04      0.0000 
          29     1.00000       COMB8 Combination         Max       0.000      39.381   4.934E-04      0.0000 
          29     1.25000       COMB8 Combination         Max       0.000      44.650   4.934E-04      0.0000 
          29     1.50000       COMB8 Combination         Max       0.000      49.919   4.934E-04      0.0000 
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          29     1.50000       COMB8 Combination         Max       0.000      16.452   4.934E-04      0.0000 
          29     2.00000       COMB8 Combination         Max       0.000      26.989   4.934E-04      0.0000 
          29     2.00000       COMB8 Combination         Max       0.000      -6.459   4.934E-04      0.0000 
          29     2.35000       COMB8 Combination         Max       0.000       0.917   4.934E-04      0.0000 
          29     0.15000       COMB8 Combination         Min       0.000      88.505   4.934E-04      0.0000 
          29     0.50000       COMB8 Combination         Min       0.000      95.882   4.934E-04      0.0000 
          29     0.50000       COMB8 Combination         Min       0.000      62.344   4.934E-04      0.0000 
          29     1.00000       COMB8 Combination         Min       0.000      72.881   4.934E-04      0.0000 
          29     1.00000       COMB8 Combination         Min       0.000      39.381   4.934E-04      0.0000 
          29     1.25000       COMB8 Combination         Min       0.000      44.650   4.934E-04      0.0000 
          29     1.50000       COMB8 Combination         Min       0.000      49.919   4.934E-04      0.0000 
          29     1.50000       COMB8 Combination         Min       0.000      16.452   4.934E-04      0.0000 
          29     2.00000       COMB8 Combination         Min       0.000      26.989   4.934E-04      0.0000 
          29     2.00000       COMB8 Combination         Min       0.000      -6.459   4.934E-04      0.0000 
          29     2.35000       COMB8 Combination         Min       0.000       0.917   4.934E-04      0.0000 
          29     0.15000       COMB9 Combination         Max       0.000      65.944   3.846E-04      0.0000 
          29     0.50000       COMB9 Combination         Max       0.000      73.321   3.846E-04      0.0000 
          29     0.50000       COMB9 Combination         Max       0.000      43.222   3.846E-04      0.0000 
          29     1.00000       COMB9 Combination         Max       0.000      53.760   3.846E-04      0.0000 
          29     1.00000       COMB9 Combination         Max       0.000      23.688   3.846E-04      0.0000 
          29     1.25000       COMB9 Combination         Max       0.000      28.957   3.846E-04      0.0000 
          29     1.50000       COMB9 Combination         Max       0.000      34.226   3.846E-04      0.0000 
          29     1.50000       COMB9 Combination         Max       0.000       4.175   3.846E-04      0.0000 
          29     2.00000       COMB9 Combination         Max       0.000      14.713   3.846E-04      0.0000 
          29     2.00000       COMB9 Combination         Max       0.000     -15.327   3.846E-04      0.0000 
          29     2.35000       COMB9 Combination         Max       0.000      -7.951   3.846E-04      0.0000 
          29     0.15000       COMB9 Combination         Min       0.000      65.944   3.846E-04      0.0000 
          29     0.50000       COMB9 Combination         Min       0.000      73.321   3.846E-04      0.0000 
          29     0.50000       COMB9 Combination         Min       0.000      43.222   3.846E-04      0.0000 
          29     1.00000       COMB9 Combination         Min       0.000      53.760   3.846E-04      0.0000 
          29     1.00000       COMB9 Combination         Min       0.000      23.688   3.846E-04      0.0000 
          29     1.25000       COMB9 Combination         Min       0.000      28.957   3.846E-04      0.0000 
          29     1.50000       COMB9 Combination         Min       0.000      34.226   3.846E-04      0.0000 
          29     1.50000       COMB9 Combination         Min       0.000       4.175   3.846E-04      0.0000 
          29     2.00000       COMB9 Combination         Min       0.000      14.713   3.846E-04      0.0000 
          29     2.00000       COMB9 Combination         Min       0.000     -15.327   3.846E-04      0.0000 
          29     2.35000       COMB9 Combination         Min       0.000      -7.951   3.846E-04      0.0000 
          29     0.15000      COMB10 Combination         Max       0.000      68.253      -0.025      0.0000 
          29     0.50000      COMB10 Combination         Max       0.000      75.630      -0.025      0.0000 
          29     0.50000      COMB10 Combination         Max       0.000      45.470      -0.025      0.0000 
          29     1.00000      COMB10 Combination         Max       0.000      56.008      -0.025      0.0000 
          29     1.00000      COMB10 Combination         Max       0.000      25.876      -0.025      0.0000 
          29     1.25000      COMB10 Combination         Max       0.000      31.145      -0.025      0.0000 
          29     1.50000      COMB10 Combination         Max       0.000      36.414      -0.025      0.0000 
          29     1.50000      COMB10 Combination         Max       0.000       6.305      -0.025      0.0000 
          29     2.00000      COMB10 Combination         Max       0.000      16.842      -0.025      0.0000 
          29     2.00000      COMB10 Combination         Max       0.000     -13.255      -0.025      0.0000 
          29     2.35000      COMB10 Combination         Max       0.000      -5.878      -0.025      0.0000 
          29     0.15000      COMB10 Combination         Min       0.000      68.253      -0.025      0.0000 
          29     0.50000      COMB10 Combination         Min       0.000      75.630      -0.025      0.0000 
          29     0.50000      COMB10 Combination         Min       0.000      45.470      -0.025      0.0000 
          29     1.00000      COMB10 Combination         Min       0.000      56.008      -0.025      0.0000 
          29     1.00000      COMB10 Combination         Min       0.000      25.876      -0.025      0.0000 
          29     1.25000      COMB10 Combination         Min       0.000      31.145      -0.025      0.0000 
          29     1.50000      COMB10 Combination         Min       0.000      36.414      -0.025      0.0000 
          29     1.50000      COMB10 Combination         Min       0.000       6.305      -0.025      0.0000 
          29     2.00000      COMB10 Combination         Min       0.000      16.842      -0.025      0.0000 
          29     2.00000      COMB10 Combination         Min       0.000     -13.255      -0.025      0.0000 
          29     2.35000      COMB10 Combination         Min       0.000      -5.878      -0.025      0.0000 
          29     0.15000      COMB11 Combination         Max       0.000      84.240   5.986E-04      0.0000 
          29     0.50000      COMB11 Combination         Max       0.000      91.616   5.986E-04      0.0000 
          29     0.50000      COMB11 Combination         Max       0.000      58.758   5.986E-04      0.0000 
          29     1.00000      COMB11 Combination         Max       0.000      69.296   5.986E-04      0.0000 
          29     1.00000      COMB11 Combination         Max       0.000      36.474   5.986E-04      0.0000 
          29     1.25000      COMB11 Combination         Max       0.000      41.743   5.986E-04      0.0000 
          29     1.50000      COMB11 Combination         Max       0.000      47.012   5.986E-04      0.0000 
          29     1.50000      COMB11 Combination         Max       0.000      14.220   5.986E-04      0.0000 
          29     2.00000      COMB11 Combination         Max       0.000      24.758   5.986E-04      0.0000 
          29     2.00000      COMB11 Combination         Max       0.000      -8.016   5.986E-04      0.0000 
          29     2.35000      COMB11 Combination         Max       0.000      -0.640   5.986E-04      0.0000 
          29     0.15000      COMB11 Combination         Min       0.000      84.240   5.986E-04      0.0000 
          29     0.50000      COMB11 Combination         Min       0.000      91.616   5.986E-04      0.0000 
          29     0.50000      COMB11 Combination         Min       0.000      58.758   5.986E-04      0.0000 
          29     1.00000      COMB11 Combination         Min       0.000      69.296   5.986E-04      0.0000 
          29     1.00000      COMB11 Combination         Min       0.000      36.474   5.986E-04      0.0000 
          29     1.25000      COMB11 Combination         Min       0.000      41.743   5.986E-04      0.0000 
          29     1.50000      COMB11 Combination         Min       0.000      47.012   5.986E-04      0.0000 
          29     1.50000      COMB11 Combination         Min       0.000      14.220   5.986E-04      0.0000 
          29     2.00000      COMB11 Combination         Min       0.000      24.758   5.986E-04      0.0000 
          29     2.00000      COMB11 Combination         Min       0.000      -8.016   5.986E-04      0.0000 
          29     2.35000      COMB11 Combination         Min       0.000      -0.640   5.986E-04      0.0000 
          29     0.15000      COMB12 Combination         Max       0.000      86.549      -0.025      0.0000 
          29     0.50000      COMB12 Combination         Max       0.000      93.925      -0.025      0.0000 
          29     0.50000      COMB12 Combination         Max       0.000      61.006      -0.025      0.0000 
          29     1.00000      COMB12 Combination         Max       0.000      71.544      -0.025      0.0000 
          29     1.00000      COMB12 Combination         Max       0.000      38.662      -0.025      0.0000 
          29     1.25000      COMB12 Combination         Max       0.000      43.931      -0.025      0.0000 
          29     1.50000      COMB12 Combination         Max       0.000      49.200      -0.025      0.0000 
          29     1.50000      COMB12 Combination         Max       0.000      16.350      -0.025      0.0000 
          29     2.00000      COMB12 Combination         Max       0.000      26.887      -0.025      0.0000 
          29     2.00000      COMB12 Combination         Max       0.000      -5.943      -0.025      0.0000 
          29     2.35000      COMB12 Combination         Max       0.000       1.433      -0.025      0.0000 
          29     0.15000      COMB12 Combination         Min       0.000      86.549      -0.025      0.0000 
          29     0.50000      COMB12 Combination         Min       0.000      93.925      -0.025      0.0000 
          29     0.50000      COMB12 Combination         Min       0.000      61.006      -0.025      0.0000 
          29     1.00000      COMB12 Combination         Min       0.000      71.544      -0.025      0.0000 
          29     1.00000      COMB12 Combination         Min       0.000      38.662      -0.025      0.0000 
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          29     1.25000      COMB12 Combination         Min       0.000      43.931      -0.025      0.0000 
          29     1.50000      COMB12 Combination         Min       0.000      49.200      -0.025      0.0000 
          29     1.50000      COMB12 Combination         Min       0.000      16.350      -0.025      0.0000 
          29     2.00000      COMB12 Combination         Min       0.000      26.887      -0.025      0.0000 
          29     2.00000      COMB12 Combination         Min       0.000      -5.943      -0.025      0.0000 
          29     2.35000      COMB12 Combination         Min       0.000       1.433      -0.025      0.0000 
          29     0.15000      COMB13 Combination         Max       0.906      90.916       0.167      0.0000 
          29     0.50000      COMB13 Combination         Max       0.906      98.292       0.167      0.0000 
          29     0.50000      COMB13 Combination         Max       0.564      64.773       0.114      0.0000 
          29     1.00000      COMB13 Combination         Max       0.564      75.310       0.114      0.0000 
          29     1.00000      COMB13 Combination         Max   5.565E-07      41.831       0.054      0.0000 
          29     1.25000      COMB13 Combination         Max   5.565E-07      47.099       0.054      0.0000 
          29     1.50000      COMB13 Combination         Max   5.565E-07      52.368       0.054      0.0000 
          29     1.50000      COMB13 Combination         Max       0.564      18.922       0.128      0.0000 
          29     2.00000      COMB13 Combination         Max       0.564      29.460       0.128      0.0000 
          29     2.00000      COMB13 Combination         Max       0.906      -3.965       0.176      0.0000 
          29     2.35000      COMB13 Combination         Max       0.906       3.411       0.176      0.0000 
          29     0.15000      COMB13 Combination         Min      -0.906      83.911      -0.166      0.0000 
          29     0.50000      COMB13 Combination         Min      -0.906      91.287      -0.166      0.0000 
          29     0.50000      COMB13 Combination         Min      -0.564      57.759      -0.113      0.0000 
          29     1.00000      COMB13 Combination         Min      -0.564      68.297      -0.113      0.0000 
          29     1.00000      COMB13 Combination         Min  -5.565E-07      34.804      -0.053      0.0000 
          29     1.25000      COMB13 Combination         Min  -5.565E-07      40.073      -0.053      0.0000 
          29     1.50000      COMB13 Combination         Min  -5.565E-07      45.342      -0.053      0.0000 
          29     1.50000      COMB13 Combination         Min      -0.564      11.879      -0.127      0.0000 
          29     2.00000      COMB13 Combination         Min      -0.564      22.416      -0.127      0.0000 
          29     2.00000      COMB13 Combination         Min      -0.906     -11.030      -0.175      0.0000 
          29     2.35000      COMB13 Combination         Min      -0.906      -3.654      -0.175      0.0000 
          29     0.15000      COMB14 Combination         Max       0.070      96.001       0.938      0.0000 
          29     0.50000      COMB14 Combination         Max       0.070     103.378       0.938      0.0000 
          29     0.50000      COMB14 Combination         Max       0.044      69.673       0.648      0.0000 
          29     1.00000      COMB14 Combination         Max       0.044      80.210       0.648      0.0000 
          29     1.00000      COMB14 Combination         Max   6.762E-07      46.548       0.081      0.0000 
          29     1.25000      COMB14 Combination         Max   6.762E-07      51.817       0.081      0.0000 
          29     1.50000      COMB14 Combination         Max   6.762E-07      57.086       0.081      0.0000 
          29     1.50000      COMB14 Combination         Max       0.044      23.461       0.642      0.0000 
          29     2.00000      COMB14 Combination         Max       0.044      33.999       0.642      0.0000 
          29     2.00000      COMB14 Combination         Max       0.070       0.398       0.938      0.0000 
          29     2.35000      COMB14 Combination         Max       0.070       7.774       0.938      0.0000 
          29     0.15000      COMB14 Combination         Min      -0.070      78.826      -0.937      0.0000 
          29     0.50000      COMB14 Combination         Min      -0.070      86.202      -0.937      0.0000 
          29     0.50000      COMB14 Combination         Min      -0.044      52.859      -0.647      0.0000 
          29     1.00000      COMB14 Combination         Min      -0.044      63.397      -0.647      0.0000 
          29     1.00000      COMB14 Combination         Min  -6.762E-07      30.087      -0.080      0.0000 
          29     1.25000      COMB14 Combination         Min  -6.762E-07      35.355      -0.080      0.0000 
          29     1.50000      COMB14 Combination         Min  -6.762E-07      40.624      -0.080      0.0000 
          29     1.50000      COMB14 Combination         Min      -0.044       7.340      -0.641      0.0000 
          29     2.00000      COMB14 Combination         Min      -0.044      17.877      -0.641      0.0000 
          29     2.00000      COMB14 Combination         Min      -0.070     -15.394      -0.937      0.0000 
          29     2.35000      COMB14 Combination         Min      -0.070      -8.017      -0.937      0.0000 
          29     0.15000         INV Combination         Max       0.906      96.001       0.938      0.0000 
          29     0.50000         INV Combination         Max       0.906     103.378       0.938      0.0000 
          29     0.50000         INV Combination         Max       0.564      69.673       0.648      0.0000 
          29     1.00000         INV Combination         Max       0.564      80.210       0.648      0.0000 
          29     1.00000         INV Combination         Max   6.762E-07      46.548       0.081      0.0000 
          29     1.25000         INV Combination         Max   6.762E-07      51.817       0.081      0.0000 
          29     1.50000         INV Combination         Max   6.762E-07      57.086       0.081      0.0000 
          29     1.50000         INV Combination         Max       0.564      23.461       0.642      0.0000 
          29     2.00000         INV Combination         Max       0.564      33.999       0.642      0.0000 
          29     2.00000         INV Combination         Max       0.906       0.398       0.938      0.0000 
          29     2.35000         INV Combination         Max       0.906       7.774       0.938      0.0000 
          29     0.15000         INV Combination         Min      -0.906      63.761      -0.937      0.0000 
          29     0.50000         INV Combination         Min      -0.906      71.137      -0.937      0.0000 
          29     0.50000         INV Combination         Min      -0.564      41.067      -0.647      0.0000 
          29     1.00000         INV Combination         Min      -0.564      51.605      -0.647      0.0000 
          29     1.00000         INV Combination         Min  -6.762E-07      21.560      -0.080      0.0000 
          29     1.25000         INV Combination         Min  -6.762E-07      26.829      -0.080      0.0000 
          29     1.50000         INV Combination         Min  -6.762E-07      32.098      -0.080      0.0000 
          29     1.50000         INV Combination         Min      -0.564       2.073      -0.641      0.0000 
          29     2.00000         INV Combination         Min      -0.564      12.610      -0.641      0.0000 
          29     2.00000         INV Combination         Min      -0.906     -17.405      -0.937      0.0000 
          29     2.35000         INV Combination         Min      -0.906     -10.029      -0.937      0.0000 
          30     0.15000          PP   LinStatic                   0.000      71.788   3.122E-05      0.0000 
          30     0.50000          PP   LinStatic                   0.000      77.414   3.122E-05      0.0000 
          30     0.50000          PP   LinStatic                   0.000      53.227   3.122E-05      0.0000 
          30     1.00000          PP   LinStatic                   0.000      61.265   3.122E-05      0.0000 
          30     1.00000          PP   LinStatic                   0.000      37.111   3.122E-05      0.0000 
          30     1.25000          PP   LinStatic                   0.000      41.130   3.122E-05      0.0000 
          30     1.50000          PP   LinStatic                   0.000      45.148   3.122E-05      0.0000 
          30     1.50000          PP   LinStatic                   0.000      21.024   3.122E-05      0.0000 
          30     2.00000          PP   LinStatic                   0.000      29.062   3.122E-05      0.0000 
          30     2.00000          PP   LinStatic                   0.000       4.958   3.122E-05      0.0000 
          30     2.35000          PP   LinStatic                   0.000      10.584   3.122E-05      0.0000 
          30     0.15000        PERM   LinStatic                   0.000      37.540   2.694E-04      0.0000 
          30     0.50000        PERM   LinStatic                   0.000      39.290   2.694E-04      0.0000 
          30     0.50000        PERM   LinStatic                   0.000      32.813   2.694E-04      0.0000 
          30     1.00000        PERM   LinStatic                   0.000      35.313   2.694E-04      0.0000 
          30     1.00000        PERM   LinStatic                   0.000      28.856   2.694E-04      0.0000 
          30     1.25000        PERM   LinStatic                   0.000      30.106   2.694E-04      0.0000 
          30     1.50000        PERM   LinStatic                   0.000      31.356   2.694E-04      0.0000 
          30     1.50000        PERM   LinStatic                   0.000      24.922   2.694E-04      0.0000 
          30     2.00000        PERM   LinStatic                   0.000      27.422   2.694E-04      0.0000 
          30     2.00000        PERM   LinStatic                   0.000      21.005   2.694E-04      0.0000 
          30     2.35000        PERM   LinStatic                   0.000      22.755   2.694E-04      0.0000 
          30     0.15000        NEVE   LinStatic                   0.000      26.027   1.843E-04      0.0000 
          30     0.50000        NEVE   LinStatic                   0.000      26.027   1.843E-04      0.0000 
          30     0.50000        NEVE   LinStatic                   0.000      23.306   1.843E-04      0.0000 
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          30     1.00000        NEVE   LinStatic                   0.000      23.306   1.843E-04      0.0000 
          30     1.00000        NEVE   LinStatic                   0.000      20.599   1.843E-04      0.0000 
          30     1.25000        NEVE   LinStatic                   0.000      20.599   1.843E-04      0.0000 
          30     1.50000        NEVE   LinStatic                   0.000      20.599   1.843E-04      0.0000 
          30     1.50000        NEVE   LinStatic                   0.000      17.907   1.843E-04      0.0000 
          30     2.00000        NEVE   LinStatic                   0.000      17.907   1.843E-04      0.0000 
          30     2.00000        NEVE   LinStatic                   0.000      15.227   1.843E-04      0.0000 
          30     2.35000        NEVE   LinStatic                   0.000      15.227   1.843E-04      0.0000 
          30     0.15000      VENTOX   LinStatic                   0.000      -6.178   1.088E-04      0.0000 
          30     0.50000      VENTOX   LinStatic                   0.000      -6.178   1.088E-04      0.0000 
          30     0.50000      VENTOX   LinStatic                   0.000      -5.507   1.088E-04      0.0000 
          30     1.00000      VENTOX   LinStatic                   0.000      -5.507   1.088E-04      0.0000 
          30     1.00000      VENTOX   LinStatic                   0.000      -4.839   1.088E-04      0.0000 
          30     1.25000      VENTOX   LinStatic                   0.000      -4.839   1.088E-04      0.0000 
          30     1.50000      VENTOX   LinStatic                   0.000      -4.839   1.088E-04      0.0000 
          30     1.50000      VENTOX   LinStatic                   0.000      -4.174   1.088E-04      0.0000 
          30     2.00000      VENTOX   LinStatic                   0.000      -4.174   1.088E-04      0.0000 
          30     2.00000      VENTOX   LinStatic                   0.000      -3.512   1.088E-04      0.0000 
          30     2.35000      VENTOX   LinStatic                   0.000      -3.512   1.088E-04      0.0000 
          30     0.15000      VENTOY   LinStatic                   0.000      -3.602      -0.027      0.0000 
          30     0.50000      VENTOY   LinStatic                   0.000      -3.602      -0.027      0.0000 
          30     0.50000      VENTOY   LinStatic                   0.000      -2.985      -0.027      0.0000 
          30     1.00000      VENTOY   LinStatic                   0.000      -2.985      -0.027      0.0000 
          30     1.00000      VENTOY   LinStatic                   0.000      -2.371      -0.027      0.0000 
          30     1.25000      VENTOY   LinStatic                   0.000      -2.371      -0.027      0.0000 
          30     1.50000      VENTOY   LinStatic                   0.000      -2.371      -0.027      0.0000 
          30     1.50000      VENTOY   LinStatic                   0.000      -1.758      -0.027      0.0000 
          30     2.00000      VENTOY   LinStatic                   0.000      -1.758      -0.027      0.0000 
          30     2.00000      VENTOY   LinStatic                   0.000      -1.147      -0.027      0.0000 
          30     2.35000      VENTOY   LinStatic                   0.000      -1.147      -0.027      0.0000 
          30     0.15000      SISMAX LinRespSpec         Max       0.728       3.829       0.219      0.0000 
          30     0.50000      SISMAX LinRespSpec         Max       0.728       3.829       0.219      0.0000 
          30     0.50000      SISMAX LinRespSpec         Max       0.454       3.842       0.147      0.0000 
          30     1.00000      SISMAX LinRespSpec         Max       0.454       3.842       0.147      0.0000 
          30     1.00000      SISMAX LinRespSpec         Max   6.275E-07       3.858       0.069      0.0000 
          30     1.25000      SISMAX LinRespSpec         Max   6.275E-07       3.858       0.069      0.0000 
          30     1.50000      SISMAX LinRespSpec         Max   6.275E-07       3.858       0.069      0.0000 
          30     1.50000      SISMAX LinRespSpec         Max       0.454       3.876       0.168      0.0000 
          30     2.00000      SISMAX LinRespSpec         Max       0.454       3.876       0.168      0.0000 
          30     2.00000      SISMAX LinRespSpec         Max       0.728       3.897       0.230      0.0000 
          30     2.35000      SISMAX LinRespSpec         Max       0.728       3.897       0.230      0.0000 
          30     0.15000      SISMAY LinRespSpec         Max       0.316       9.773       0.914      0.0000 
          30     0.50000      SISMAY LinRespSpec         Max       0.316       9.773       0.914      0.0000 
          30     0.50000      SISMAY LinRespSpec         Max       0.197       9.613       0.640      0.0000 
          30     1.00000      SISMAY LinRespSpec         Max       0.197       9.613       0.640      0.0000 
          30     1.00000      SISMAY LinRespSpec         Max   8.725E-07       9.459       0.100      0.0000 
          30     1.25000      SISMAY LinRespSpec         Max   8.725E-07       9.459       0.100      0.0000 
          30     1.50000      SISMAY LinRespSpec         Max   8.725E-07       9.459       0.100      0.0000 
          30     1.50000      SISMAY LinRespSpec         Max       0.197       9.311       0.616      0.0000 
          30     2.00000      SISMAY LinRespSpec         Max       0.197       9.311       0.616      0.0000 
          30     2.00000      SISMAY LinRespSpec         Max       0.316       9.169       0.909      0.0000 
          30     2.35000      SISMAY LinRespSpec         Max       0.316       9.169       0.909      0.0000 
          30     0.15000        TERM   LinStatic                   0.000      -2.324   6.024E-05      0.0000 
          30     0.50000        TERM   LinStatic                   0.000      -2.324   6.024E-05      0.0000 
          30     0.50000        TERM   LinStatic                   0.000      -2.313   6.024E-05      0.0000 
          30     1.00000        TERM   LinStatic                   0.000      -2.313   6.024E-05      0.0000 
          30     1.00000        TERM   LinStatic                   0.000      -2.304   6.024E-05      0.0000 
          30     1.25000        TERM   LinStatic                   0.000      -2.304   6.024E-05      0.0000 
          30     1.50000        TERM   LinStatic                   0.000      -2.304   6.024E-05      0.0000 
          30     1.50000        TERM   LinStatic                   0.000      -2.296   6.024E-05      0.0000 
          30     2.00000        TERM   LinStatic                   0.000      -2.296   6.024E-05      0.0000 
          30     2.00000        TERM   LinStatic                   0.000      -2.290   6.024E-05      0.0000 
          30     2.35000        TERM   LinStatic                   0.000      -2.290   6.024E-05      0.0000 
          30     0.15000       COMB1 Combination         Max       0.000     107.004   3.608E-04      0.0000 
          30     0.50000       COMB1 Combination         Max       0.000     114.380   3.608E-04      0.0000 
          30     0.50000       COMB1 Combination         Max       0.000      83.727   3.608E-04      0.0000 
          30     1.00000       COMB1 Combination         Max       0.000      94.264   3.608E-04      0.0000 
          30     1.00000       COMB1 Combination         Max       0.000      63.663   3.608E-04      0.0000 
          30     1.25000       COMB1 Combination         Max       0.000      68.932   3.608E-04      0.0000 
          30     1.50000       COMB1 Combination         Max       0.000      74.201   3.608E-04      0.0000 
          30     1.50000       COMB1 Combination         Max       0.000      43.650   3.608E-04      0.0000 
          30     2.00000       COMB1 Combination         Max       0.000      54.188   3.608E-04      0.0000 
          30     2.00000       COMB1 Combination         Max       0.000      23.673   3.608E-04      0.0000 
          30     2.35000       COMB1 Combination         Max       0.000      31.049   3.608E-04      0.0000 
          30     0.15000       COMB1 Combination         Min       0.000     107.004   3.608E-04      0.0000 
          30     0.50000       COMB1 Combination         Min       0.000     114.380   3.608E-04      0.0000 
          30     0.50000       COMB1 Combination         Min       0.000      83.727   3.608E-04      0.0000 
          30     1.00000       COMB1 Combination         Min       0.000      94.264   3.608E-04      0.0000 
          30     1.00000       COMB1 Combination         Min       0.000      63.663   3.608E-04      0.0000 
          30     1.25000       COMB1 Combination         Min       0.000      68.932   3.608E-04      0.0000 
          30     1.50000       COMB1 Combination         Min       0.000      74.201   3.608E-04      0.0000 
          30     1.50000       COMB1 Combination         Min       0.000      43.650   3.608E-04      0.0000 
          30     2.00000       COMB1 Combination         Min       0.000      54.188   3.608E-04      0.0000 
          30     2.00000       COMB1 Combination         Min       0.000      23.673   3.608E-04      0.0000 
          30     2.35000       COMB1 Combination         Min       0.000      31.049   3.608E-04      0.0000 
          30     0.15000       COMB2 Combination         Max       0.000     133.032   5.451E-04      0.0000 
          30     0.50000       COMB2 Combination         Max       0.000     140.408   5.451E-04      0.0000 
          30     0.50000       COMB2 Combination         Max       0.000     107.033   5.451E-04      0.0000 
          30     1.00000       COMB2 Combination         Max       0.000     117.570   5.451E-04      0.0000 
          30     1.00000       COMB2 Combination         Max       0.000      84.262   5.451E-04      0.0000 
          30     1.25000       COMB2 Combination         Max       0.000      89.531   5.451E-04      0.0000 
          30     1.50000       COMB2 Combination         Max       0.000      94.800   5.451E-04      0.0000 
          30     1.50000       COMB2 Combination         Max       0.000      61.557   5.451E-04      0.0000 
          30     2.00000       COMB2 Combination         Max       0.000      72.094   5.451E-04      0.0000 
          30     2.00000       COMB2 Combination         Max       0.000      38.900   5.451E-04      0.0000 
          30     2.35000       COMB2 Combination         Max       0.000      46.276   5.451E-04      0.0000 
          30     0.15000       COMB2 Combination         Min       0.000     133.032   5.451E-04      0.0000 
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          30     0.50000       COMB2 Combination         Min       0.000     140.408   5.451E-04      0.0000 
          30     0.50000       COMB2 Combination         Min       0.000     107.033   5.451E-04      0.0000 
          30     1.00000       COMB2 Combination         Min       0.000     117.570   5.451E-04      0.0000 
          30     1.00000       COMB2 Combination         Min       0.000      84.262   5.451E-04      0.0000 
          30     1.25000       COMB2 Combination         Min       0.000      89.531   5.451E-04      0.0000 
          30     1.50000       COMB2 Combination         Min       0.000      94.800   5.451E-04      0.0000 
          30     1.50000       COMB2 Combination         Min       0.000      61.557   5.451E-04      0.0000 
          30     2.00000       COMB2 Combination         Min       0.000      72.094   5.451E-04      0.0000 
          30     2.00000       COMB2 Combination         Min       0.000      38.900   5.451E-04      0.0000 
          30     2.35000       COMB2 Combination         Min       0.000      46.276   5.451E-04      0.0000 
          30     0.15000       COMB3 Combination         Max       0.000     100.826   4.697E-04      0.0000 
          30     0.50000       COMB3 Combination         Max       0.000     108.202   4.697E-04      0.0000 
          30     0.50000       COMB3 Combination         Max       0.000      78.220   4.697E-04      0.0000 
          30     1.00000       COMB3 Combination         Max       0.000      88.758   4.697E-04      0.0000 
          30     1.00000       COMB3 Combination         Max       0.000      58.825   4.697E-04      0.0000 
          30     1.25000       COMB3 Combination         Max       0.000      64.093   4.697E-04      0.0000 
          30     1.50000       COMB3 Combination         Max       0.000      69.362   4.697E-04      0.0000 
          30     1.50000       COMB3 Combination         Max       0.000      39.476   4.697E-04      0.0000 
          30     2.00000       COMB3 Combination         Max       0.000      50.013   4.697E-04      0.0000 
          30     2.00000       COMB3 Combination         Max       0.000      20.161   4.697E-04      0.0000 
          30     2.35000       COMB3 Combination         Max       0.000      27.537   4.697E-04      0.0000 
          30     0.15000       COMB3 Combination         Min       0.000     100.826   4.697E-04      0.0000 
          30     0.50000       COMB3 Combination         Min       0.000     108.202   4.697E-04      0.0000 
          30     0.50000       COMB3 Combination         Min       0.000      78.220   4.697E-04      0.0000 
          30     1.00000       COMB3 Combination         Min       0.000      88.758   4.697E-04      0.0000 
          30     1.00000       COMB3 Combination         Min       0.000      58.825   4.697E-04      0.0000 
          30     1.25000       COMB3 Combination         Min       0.000      64.093   4.697E-04      0.0000 
          30     1.50000       COMB3 Combination         Min       0.000      69.362   4.697E-04      0.0000 
          30     1.50000       COMB3 Combination         Min       0.000      39.476   4.697E-04      0.0000 
          30     2.00000       COMB3 Combination         Min       0.000      50.013   4.697E-04      0.0000 
          30     2.00000       COMB3 Combination         Min       0.000      20.161   4.697E-04      0.0000 
          30     2.35000       COMB3 Combination         Min       0.000      27.537   4.697E-04      0.0000 
          30     0.15000       COMB4 Combination         Max       0.000     103.403      -0.026      0.0000 
          30     0.50000       COMB4 Combination         Max       0.000     110.779      -0.026      0.0000 
          30     0.50000       COMB4 Combination         Max       0.000      80.742      -0.026      0.0000 
          30     1.00000       COMB4 Combination         Max       0.000      91.279      -0.026      0.0000 
          30     1.00000       COMB4 Combination         Max       0.000      61.293      -0.026      0.0000 
          30     1.25000       COMB4 Combination         Max       0.000      66.561      -0.026      0.0000 
          30     1.50000       COMB4 Combination         Max       0.000      71.830      -0.026      0.0000 
          30     1.50000       COMB4 Combination         Max       0.000      41.892      -0.026      0.0000 
          30     2.00000       COMB4 Combination         Max       0.000      52.429      -0.026      0.0000 
          30     2.00000       COMB4 Combination         Max       0.000      22.526      -0.026      0.0000 
          30     2.35000       COMB4 Combination         Max       0.000      29.903      -0.026      0.0000 
          30     0.15000       COMB4 Combination         Min       0.000     103.403      -0.026      0.0000 
          30     0.50000       COMB4 Combination         Min       0.000     110.779      -0.026      0.0000 
          30     0.50000       COMB4 Combination         Min       0.000      80.742      -0.026      0.0000 
          30     1.00000       COMB4 Combination         Min       0.000      91.279      -0.026      0.0000 
          30     1.00000       COMB4 Combination         Min       0.000      61.293      -0.026      0.0000 
          30     1.25000       COMB4 Combination         Min       0.000      66.561      -0.026      0.0000 
          30     1.50000       COMB4 Combination         Min       0.000      71.830      -0.026      0.0000 
          30     1.50000       COMB4 Combination         Min       0.000      41.892      -0.026      0.0000 
          30     2.00000       COMB4 Combination         Min       0.000      52.429      -0.026      0.0000 
          30     2.00000       COMB4 Combination         Min       0.000      22.526      -0.026      0.0000 
          30     2.35000       COMB4 Combination         Min       0.000      29.903      -0.026      0.0000 
          30     0.15000       COMB5 Combination         Max       0.000     126.853   6.540E-04      0.0000 
          30     0.50000       COMB5 Combination         Max       0.000     134.230   6.540E-04      0.0000 
          30     0.50000       COMB5 Combination         Max       0.000     101.526   6.540E-04      0.0000 
          30     1.00000       COMB5 Combination         Max       0.000     112.064   6.540E-04      0.0000 
          30     1.00000       COMB5 Combination         Max       0.000      79.424   6.540E-04      0.0000 
          30     1.25000       COMB5 Combination         Max       0.000      84.692   6.540E-04      0.0000 
          30     1.50000       COMB5 Combination         Max       0.000      89.961   6.540E-04      0.0000 
          30     1.50000       COMB5 Combination         Max       0.000      57.383   6.540E-04      0.0000 
          30     2.00000       COMB5 Combination         Max       0.000      67.920   6.540E-04      0.0000 
          30     2.00000       COMB5 Combination         Max       0.000      35.387   6.540E-04      0.0000 
          30     2.35000       COMB5 Combination         Max       0.000      42.764   6.540E-04      0.0000 
          30     0.15000       COMB5 Combination         Min       0.000     126.853   6.540E-04      0.0000 
          30     0.50000       COMB5 Combination         Min       0.000     134.230   6.540E-04      0.0000 
          30     0.50000       COMB5 Combination         Min       0.000     101.526   6.540E-04      0.0000 
          30     1.00000       COMB5 Combination         Min       0.000     112.064   6.540E-04      0.0000 
          30     1.00000       COMB5 Combination         Min       0.000      79.424   6.540E-04      0.0000 
          30     1.25000       COMB5 Combination         Min       0.000      84.692   6.540E-04      0.0000 
          30     1.50000       COMB5 Combination         Min       0.000      89.961   6.540E-04      0.0000 
          30     1.50000       COMB5 Combination         Min       0.000      57.383   6.540E-04      0.0000 
          30     2.00000       COMB5 Combination         Min       0.000      67.920   6.540E-04      0.0000 
          30     2.00000       COMB5 Combination         Min       0.000      35.387   6.540E-04      0.0000 
          30     2.35000       COMB5 Combination         Min       0.000      42.764   6.540E-04      0.0000 
          30     0.15000       COMB6 Combination         Max       0.000     129.430      -0.026      0.0000 
          30     0.50000       COMB6 Combination         Max       0.000     136.806      -0.026      0.0000 
          30     0.50000       COMB6 Combination         Max       0.000     104.047      -0.026      0.0000 
          30     1.00000       COMB6 Combination         Max       0.000     114.585      -0.026      0.0000 
          30     1.00000       COMB6 Combination         Max       0.000      81.892      -0.026      0.0000 
          30     1.25000       COMB6 Combination         Max       0.000      87.160      -0.026      0.0000 
          30     1.50000       COMB6 Combination         Max       0.000      92.429      -0.026      0.0000 
          30     1.50000       COMB6 Combination         Max       0.000      59.799      -0.026      0.0000 
          30     2.00000       COMB6 Combination         Max       0.000      70.336      -0.026      0.0000 
          30     2.00000       COMB6 Combination         Max       0.000      37.753      -0.026      0.0000 
          30     2.35000       COMB6 Combination         Max       0.000      45.130      -0.026      0.0000 
          30     0.15000       COMB6 Combination         Min       0.000     129.430      -0.026      0.0000 
          30     0.50000       COMB6 Combination         Min       0.000     136.806      -0.026      0.0000 
          30     0.50000       COMB6 Combination         Min       0.000     104.047      -0.026      0.0000 
          30     1.00000       COMB6 Combination         Min       0.000     114.585      -0.026      0.0000 
          30     1.00000       COMB6 Combination         Min       0.000      81.892      -0.026      0.0000 
          30     1.25000       COMB6 Combination         Min       0.000      87.160      -0.026      0.0000 
          30     1.50000       COMB6 Combination         Min       0.000      92.429      -0.026      0.0000 
          30     1.50000       COMB6 Combination         Min       0.000      59.799      -0.026      0.0000 
          30     2.00000       COMB6 Combination         Min       0.000      70.336      -0.026      0.0000 
          30     2.00000       COMB6 Combination         Min       0.000      37.753      -0.026      0.0000 
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          30     2.35000       COMB6 Combination         Min       0.000      45.130      -0.026      0.0000 
          30     0.15000       COMB7 Combination         Max       0.000     111.652   2.404E-04      0.0000 
          30     0.50000       COMB7 Combination         Max       0.000     119.028   2.404E-04      0.0000 
          30     0.50000       COMB7 Combination         Max       0.000      88.353   2.404E-04      0.0000 
          30     1.00000       COMB7 Combination         Max       0.000      98.891   2.404E-04      0.0000 
          30     1.00000       COMB7 Combination         Max       0.000      68.271   2.404E-04      0.0000 
          30     1.25000       COMB7 Combination         Max       0.000      73.540   2.404E-04      0.0000 
          30     1.50000       COMB7 Combination         Max       0.000      78.808   2.404E-04      0.0000 
          30     1.50000       COMB7 Combination         Max       0.000      48.242   2.404E-04      0.0000 
          30     2.00000       COMB7 Combination         Max       0.000      58.779   2.404E-04      0.0000 
          30     2.00000       COMB7 Combination         Max       0.000      28.252   2.404E-04      0.0000 
          30     2.35000       COMB7 Combination         Max       0.000      35.629   2.404E-04      0.0000 
          30     0.15000       COMB7 Combination         Min       0.000     111.652   2.404E-04      0.0000 
          30     0.50000       COMB7 Combination         Min       0.000     119.028   2.404E-04      0.0000 
          30     0.50000       COMB7 Combination         Min       0.000      88.353   2.404E-04      0.0000 
          30     1.00000       COMB7 Combination         Min       0.000      98.891   2.404E-04      0.0000 
          30     1.00000       COMB7 Combination         Min       0.000      68.271   2.404E-04      0.0000 
          30     1.25000       COMB7 Combination         Min       0.000      73.540   2.404E-04      0.0000 
          30     1.50000       COMB7 Combination         Min       0.000      78.808   2.404E-04      0.0000 
          30     1.50000       COMB7 Combination         Min       0.000      48.242   2.404E-04      0.0000 
          30     2.00000       COMB7 Combination         Min       0.000      58.779   2.404E-04      0.0000 
          30     2.00000       COMB7 Combination         Min       0.000      28.252   2.404E-04      0.0000 
          30     2.35000       COMB7 Combination         Min       0.000      35.629   2.404E-04      0.0000 
          30     0.15000       COMB8 Combination         Max       0.000     137.680   4.247E-04      0.0000 
          30     0.50000       COMB8 Combination         Max       0.000     145.056   4.247E-04      0.0000 
          30     0.50000       COMB8 Combination         Max       0.000     111.659   4.247E-04      0.0000 
          30     1.00000       COMB8 Combination         Max       0.000     122.197   4.247E-04      0.0000 
          30     1.00000       COMB8 Combination         Max       0.000      88.870   4.247E-04      0.0000 
          30     1.25000       COMB8 Combination         Max       0.000      94.139   4.247E-04      0.0000 
          30     1.50000       COMB8 Combination         Max       0.000      99.407   4.247E-04      0.0000 
          30     1.50000       COMB8 Combination         Max       0.000      66.149   4.247E-04      0.0000 
          30     2.00000       COMB8 Combination         Max       0.000      76.686   4.247E-04      0.0000 
          30     2.00000       COMB8 Combination         Max       0.000      43.479   4.247E-04      0.0000 
          30     2.35000       COMB8 Combination         Max       0.000      50.856   4.247E-04      0.0000 
          30     0.15000       COMB8 Combination         Min       0.000     137.680   4.247E-04      0.0000 
          30     0.50000       COMB8 Combination         Min       0.000     145.056   4.247E-04      0.0000 
          30     0.50000       COMB8 Combination         Min       0.000     111.659   4.247E-04      0.0000 
          30     1.00000       COMB8 Combination         Min       0.000     122.197   4.247E-04      0.0000 
          30     1.00000       COMB8 Combination         Min       0.000      88.870   4.247E-04      0.0000 
          30     1.25000       COMB8 Combination         Min       0.000      94.139   4.247E-04      0.0000 
          30     1.50000       COMB8 Combination         Min       0.000      99.407   4.247E-04      0.0000 
          30     1.50000       COMB8 Combination         Min       0.000      66.149   4.247E-04      0.0000 
          30     2.00000       COMB8 Combination         Min       0.000      76.686   4.247E-04      0.0000 
          30     2.00000       COMB8 Combination         Min       0.000      43.479   4.247E-04      0.0000 
          30     2.35000       COMB8 Combination         Min       0.000      50.856   4.247E-04      0.0000 
          30     0.15000       COMB9 Combination         Max       0.000     105.474   3.492E-04      0.0000 
          30     0.50000       COMB9 Combination         Max       0.000     112.850   3.492E-04      0.0000 
          30     0.50000       COMB9 Combination         Max       0.000      82.846   3.492E-04      0.0000 
          30     1.00000       COMB9 Combination         Max       0.000      93.384   3.492E-04      0.0000 
          30     1.00000       COMB9 Combination         Max       0.000      63.432   3.492E-04      0.0000 
          30     1.25000       COMB9 Combination         Max       0.000      68.701   3.492E-04      0.0000 
          30     1.50000       COMB9 Combination         Max       0.000      73.970   3.492E-04      0.0000 
          30     1.50000       COMB9 Combination         Max       0.000      44.068   3.492E-04      0.0000 
          30     2.00000       COMB9 Combination         Max       0.000      54.605   3.492E-04      0.0000 
          30     2.00000       COMB9 Combination         Max       0.000      24.740   3.492E-04      0.0000 
          30     2.35000       COMB9 Combination         Max       0.000      32.116   3.492E-04      0.0000 
          30     0.15000       COMB9 Combination         Min       0.000     105.474   3.492E-04      0.0000 
          30     0.50000       COMB9 Combination         Min       0.000     112.850   3.492E-04      0.0000 
          30     0.50000       COMB9 Combination         Min       0.000      82.846   3.492E-04      0.0000 
          30     1.00000       COMB9 Combination         Min       0.000      93.384   3.492E-04      0.0000 
          30     1.00000       COMB9 Combination         Min       0.000      63.432   3.492E-04      0.0000 
          30     1.25000       COMB9 Combination         Min       0.000      68.701   3.492E-04      0.0000 
          30     1.50000       COMB9 Combination         Min       0.000      73.970   3.492E-04      0.0000 
          30     1.50000       COMB9 Combination         Min       0.000      44.068   3.492E-04      0.0000 
          30     2.00000       COMB9 Combination         Min       0.000      54.605   3.492E-04      0.0000 
          30     2.00000       COMB9 Combination         Min       0.000      24.740   3.492E-04      0.0000 
          30     2.35000       COMB9 Combination         Min       0.000      32.116   3.492E-04      0.0000 
          30     0.15000      COMB10 Combination         Max       0.000     108.051      -0.026      0.0000 
          30     0.50000      COMB10 Combination         Max       0.000     115.427      -0.026      0.0000 
          30     0.50000      COMB10 Combination         Max       0.000      85.368      -0.026      0.0000 
          30     1.00000      COMB10 Combination         Max       0.000      95.905      -0.026      0.0000 
          30     1.00000      COMB10 Combination         Max       0.000      65.900      -0.026      0.0000 
          30     1.25000      COMB10 Combination         Max       0.000      71.169      -0.026      0.0000 
          30     1.50000      COMB10 Combination         Max       0.000      76.438      -0.026      0.0000 
          30     1.50000      COMB10 Combination         Max       0.000      46.484      -0.026      0.0000 
          30     2.00000      COMB10 Combination         Max       0.000      57.021      -0.026      0.0000 
          30     2.00000      COMB10 Combination         Max       0.000      27.106      -0.026      0.0000 
          30     2.35000      COMB10 Combination         Max       0.000      34.482      -0.026      0.0000 
          30     0.15000      COMB10 Combination         Min       0.000     108.051      -0.026      0.0000 
          30     0.50000      COMB10 Combination         Min       0.000     115.427      -0.026      0.0000 
          30     0.50000      COMB10 Combination         Min       0.000      85.368      -0.026      0.0000 
          30     1.00000      COMB10 Combination         Min       0.000      95.905      -0.026      0.0000 
          30     1.00000      COMB10 Combination         Min       0.000      65.900      -0.026      0.0000 
          30     1.25000      COMB10 Combination         Min       0.000      71.169      -0.026      0.0000 
          30     1.50000      COMB10 Combination         Min       0.000      76.438      -0.026      0.0000 
          30     1.50000      COMB10 Combination         Min       0.000      46.484      -0.026      0.0000 
          30     2.00000      COMB10 Combination         Min       0.000      57.021      -0.026      0.0000 
          30     2.00000      COMB10 Combination         Min       0.000      27.106      -0.026      0.0000 
          30     2.35000      COMB10 Combination         Min       0.000      34.482      -0.026      0.0000 
          30     0.15000      COMB11 Combination         Max       0.000     131.501   5.335E-04      0.0000 
          30     0.50000      COMB11 Combination         Max       0.000     138.878   5.335E-04      0.0000 
          30     0.50000      COMB11 Combination         Max       0.000     106.152   5.335E-04      0.0000 
          30     1.00000      COMB11 Combination         Max       0.000     116.690   5.335E-04      0.0000 
          30     1.00000      COMB11 Combination         Max       0.000      84.031   5.335E-04      0.0000 
          30     1.25000      COMB11 Combination         Max       0.000      89.300   5.335E-04      0.0000 
          30     1.50000      COMB11 Combination         Max       0.000      94.569   5.335E-04      0.0000 
          30     1.50000      COMB11 Combination         Max       0.000      61.975   5.335E-04      0.0000 
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          30     2.00000      COMB11 Combination         Max       0.000      72.512   5.335E-04      0.0000 
          30     2.00000      COMB11 Combination         Max       0.000      39.967   5.335E-04      0.0000 
          30     2.35000      COMB11 Combination         Max       0.000      47.343   5.335E-04      0.0000 
          30     0.15000      COMB11 Combination         Min       0.000     131.501   5.335E-04      0.0000 
          30     0.50000      COMB11 Combination         Min       0.000     138.878   5.335E-04      0.0000 
          30     0.50000      COMB11 Combination         Min       0.000     106.152   5.335E-04      0.0000 
          30     1.00000      COMB11 Combination         Min       0.000     116.690   5.335E-04      0.0000 
          30     1.00000      COMB11 Combination         Min       0.000      84.031   5.335E-04      0.0000 
          30     1.25000      COMB11 Combination         Min       0.000      89.300   5.335E-04      0.0000 
          30     1.50000      COMB11 Combination         Min       0.000      94.569   5.335E-04      0.0000 
          30     1.50000      COMB11 Combination         Min       0.000      61.975   5.335E-04      0.0000 
          30     2.00000      COMB11 Combination         Min       0.000      72.512   5.335E-04      0.0000 
          30     2.00000      COMB11 Combination         Min       0.000      39.967   5.335E-04      0.0000 
          30     2.35000      COMB11 Combination         Min       0.000      47.343   5.335E-04      0.0000 
          30     0.15000      COMB12 Combination         Max       0.000     134.078      -0.026      0.0000 
          30     0.50000      COMB12 Combination         Max       0.000     141.454      -0.026      0.0000 
          30     0.50000      COMB12 Combination         Max       0.000     108.674      -0.026      0.0000 
          30     1.00000      COMB12 Combination         Max       0.000     119.211      -0.026      0.0000 
          30     1.00000      COMB12 Combination         Max       0.000      86.499      -0.026      0.0000 
          30     1.25000      COMB12 Combination         Max       0.000      91.768      -0.026      0.0000 
          30     1.50000      COMB12 Combination         Max       0.000      97.036      -0.026      0.0000 
          30     1.50000      COMB12 Combination         Max       0.000      64.391      -0.026      0.0000 
          30     2.00000      COMB12 Combination         Max       0.000      74.928      -0.026      0.0000 
          30     2.00000      COMB12 Combination         Max       0.000      42.333      -0.026      0.0000 
          30     2.35000      COMB12 Combination         Max       0.000      49.709      -0.026      0.0000 
          30     0.15000      COMB12 Combination         Min       0.000     134.078      -0.026      0.0000 
          30     0.50000      COMB12 Combination         Min       0.000     141.454      -0.026      0.0000 
          30     0.50000      COMB12 Combination         Min       0.000     108.674      -0.026      0.0000 
          30     1.00000      COMB12 Combination         Min       0.000     119.211      -0.026      0.0000 
          30     1.00000      COMB12 Combination         Min       0.000      86.499      -0.026      0.0000 
          30     1.25000      COMB12 Combination         Min       0.000      91.768      -0.026      0.0000 
          30     1.50000      COMB12 Combination         Min       0.000      97.036      -0.026      0.0000 
          30     1.50000      COMB12 Combination         Min       0.000      64.391      -0.026      0.0000 
          30     2.00000      COMB12 Combination         Min       0.000      74.928      -0.026      0.0000 
          30     2.00000      COMB12 Combination         Min       0.000      42.333      -0.026      0.0000 
          30     2.35000      COMB12 Combination         Min       0.000      49.709      -0.026      0.0000 
          30     0.15000      COMB13 Combination         Max       0.728     139.184       0.219      0.0000 
          30     0.50000      COMB13 Combination         Max       0.728     146.561       0.219      0.0000 
          30     0.50000      COMB13 Combination         Max       0.454     113.188       0.148      0.0000 
          30     1.00000      COMB13 Combination         Max       0.454     123.726       0.148      0.0000 
          30     1.00000      COMB13 Combination         Max   6.275E-07      90.424       0.069      0.0000 
          30     1.25000      COMB13 Combination         Max   6.275E-07      95.693       0.069      0.0000 
          30     1.50000      COMB13 Combination         Max   6.275E-07     100.962       0.069      0.0000 
          30     1.50000      COMB13 Combination         Max       0.454      67.729       0.168      0.0000 
          30     2.00000      COMB13 Combination         Max       0.454      78.267       0.168      0.0000 
          30     2.00000      COMB13 Combination         Max       0.728      45.087       0.231      0.0000 
          30     2.35000      COMB13 Combination         Max       0.728      52.463       0.231      0.0000 
          30     0.15000      COMB13 Combination         Min      -0.728     131.527      -0.218      0.0000 
          30     0.50000      COMB13 Combination         Min      -0.728     138.903      -0.218      0.0000 
          30     0.50000      COMB13 Combination         Min      -0.454     105.504      -0.147      0.0000 
          30     1.00000      COMB13 Combination         Min      -0.454     116.041      -0.147      0.0000 
          30     1.00000      COMB13 Combination         Min  -6.275E-07      82.708      -0.068      0.0000 
          30     1.25000      COMB13 Combination         Min  -6.275E-07      87.977      -0.068      0.0000 
          30     1.50000      COMB13 Combination         Min  -6.275E-07      93.246      -0.068      0.0000 
          30     1.50000      COMB13 Combination         Min      -0.454      59.977      -0.167      0.0000 
          30     2.00000      COMB13 Combination         Min      -0.454      70.514      -0.167      0.0000 
          30     2.00000      COMB13 Combination         Min      -0.728      37.293      -0.230      0.0000 
          30     2.35000      COMB13 Combination         Min      -0.728      44.669      -0.230      0.0000 
          30     0.15000      COMB14 Combination         Max       0.316     145.129       0.915      0.0000 
          30     0.50000      COMB14 Combination         Max       0.316     152.505       0.915      0.0000 
          30     0.50000      COMB14 Combination         Max       0.197     118.959       0.640      0.0000 
          30     1.00000      COMB14 Combination         Max       0.197     129.496       0.640      0.0000 
          30     1.00000      COMB14 Combination         Max   8.725E-07      96.025       0.100      0.0000 
          30     1.25000      COMB14 Combination         Max   8.725E-07     101.294       0.100      0.0000 
          30     1.50000      COMB14 Combination         Max   8.725E-07     106.562       0.100      0.0000 
          30     1.50000      COMB14 Combination         Max       0.197      73.164       0.616      0.0000 
          30     2.00000      COMB14 Combination         Max       0.197      83.702       0.616      0.0000 
          30     2.00000      COMB14 Combination         Max       0.316      50.359       0.910      0.0000 
          30     2.35000      COMB14 Combination         Max       0.316      57.735       0.910      0.0000 
          30     0.15000      COMB14 Combination         Min      -0.316     125.583      -0.914      0.0000 
          30     0.50000      COMB14 Combination         Min      -0.316     132.959      -0.914      0.0000 
          30     0.50000      COMB14 Combination         Min      -0.197      99.733      -0.639      0.0000 
          30     1.00000      COMB14 Combination         Min      -0.197     110.271      -0.639      0.0000 
          30     1.00000      COMB14 Combination         Min  -8.725E-07      77.107      -0.099      0.0000 
          30     1.25000      COMB14 Combination         Min  -8.725E-07      82.376      -0.099      0.0000 
          30     1.50000      COMB14 Combination         Min  -8.725E-07      87.645      -0.099      0.0000 
          30     1.50000      COMB14 Combination         Min      -0.197      54.542      -0.615      0.0000 
          30     2.00000      COMB14 Combination         Min      -0.197      65.079      -0.615      0.0000 
          30     2.00000      COMB14 Combination         Min      -0.316      32.020      -0.909      0.0000 
          30     2.35000      COMB14 Combination         Min      -0.316      39.397      -0.909      0.0000 
          30     0.15000         INV Combination         Max       0.728     145.129       0.915      0.0000 
          30     0.50000         INV Combination         Max       0.728     152.505       0.915      0.0000 
          30     0.50000         INV Combination         Max       0.454     118.959       0.640      0.0000 
          30     1.00000         INV Combination         Max       0.454     129.496       0.640      0.0000 
          30     1.00000         INV Combination         Max   8.725E-07      96.025       0.100      0.0000 
          30     1.25000         INV Combination         Max   8.725E-07     101.294       0.100      0.0000 
          30     1.50000         INV Combination         Max   8.725E-07     106.562       0.100      0.0000 
          30     1.50000         INV Combination         Max       0.454      73.164       0.616      0.0000 
          30     2.00000         INV Combination         Max       0.454      83.702       0.616      0.0000 
          30     2.00000         INV Combination         Max       0.728      50.359       0.910      0.0000 
          30     2.35000         INV Combination         Max       0.728      57.735       0.910      0.0000 
          30     0.15000         INV Combination         Min      -0.728     100.826      -0.914      0.0000 
          30     0.50000         INV Combination         Min      -0.728     108.202      -0.914      0.0000 
          30     0.50000         INV Combination         Min      -0.454      78.220      -0.639      0.0000 
          30     1.00000         INV Combination         Min      -0.454      88.758      -0.639      0.0000 
          30     1.00000         INV Combination         Min  -8.725E-07      58.825      -0.099      0.0000 
          30     1.25000         INV Combination         Min  -8.725E-07      64.093      -0.099      0.0000 
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          30     1.50000         INV Combination         Min  -8.725E-07      69.362      -0.099      0.0000 
          30     1.50000         INV Combination         Min      -0.454      39.476      -0.615      0.0000 
          30     2.00000         INV Combination         Min      -0.454      50.013      -0.615      0.0000 
          30     2.00000         INV Combination         Min      -0.728      20.161      -0.909      0.0000 
          30     2.35000         INV Combination         Min      -0.728      27.537      -0.909      0.0000 
          31     0.15000          PP   LinStatic                   0.000      48.636   3.810E-04      0.0000 
          31     0.50000          PP   LinStatic                   0.000      54.262   3.810E-04      0.0000 
          31     0.50000          PP   LinStatic                   0.000      30.180   3.810E-04      0.0000 
          31     1.00000          PP   LinStatic                   0.000      38.217   3.810E-04      0.0000 
          31     1.00000          PP   LinStatic                   0.000      14.153   3.810E-04      0.0000 
          31     1.25000          PP   LinStatic                   0.000      18.172   3.810E-04      0.0000 
          31     1.50000          PP   LinStatic                   0.000      22.191   3.810E-04      0.0000 
          31     1.50000          PP   LinStatic                   0.000      -1.860   3.810E-04      0.0000 
          31     2.00000          PP   LinStatic                   0.000       6.178   3.810E-04      0.0000 
          31     2.00000          PP   LinStatic                   0.000     -17.868   3.810E-04      0.0000 
          31     2.35000          PP   LinStatic                   0.000     -12.242   3.810E-04      0.0000 
          31     0.15000        PERM   LinStatic                   0.000      33.307   1.031E-03      0.0000 
          31     0.50000        PERM   LinStatic                   0.000      35.057   1.031E-03      0.0000 
          31     0.50000        PERM   LinStatic                   0.000      28.661   1.031E-03      0.0000 
          31     1.00000        PERM   LinStatic                   0.000      31.161   1.031E-03      0.0000 
          31     1.00000        PERM   LinStatic                   0.000      24.783   1.031E-03      0.0000 
          31     1.25000        PERM   LinStatic                   0.000      26.033   1.031E-03      0.0000 
          31     1.50000        PERM   LinStatic                   0.000      27.283   1.031E-03      0.0000 
          31     1.50000        PERM   LinStatic                   0.000      20.924   1.031E-03      0.0000 
          31     2.00000        PERM   LinStatic                   0.000      23.424   1.031E-03      0.0000 
          31     2.00000        PERM   LinStatic                   0.000      17.080   1.031E-03      0.0000 
          31     2.35000        PERM   LinStatic                   0.000      18.830   1.031E-03      0.0000 
          31     0.15000        NEVE   LinStatic                   0.000      23.131   7.057E-04      0.0000 
          31     0.50000        NEVE   LinStatic                   0.000      23.131   7.057E-04      0.0000 
          31     0.50000        NEVE   LinStatic                   0.000      20.465   7.057E-04      0.0000 
          31     1.00000        NEVE   LinStatic                   0.000      20.465   7.057E-04      0.0000 
          31     1.00000        NEVE   LinStatic                   0.000      17.812   7.057E-04      0.0000 
          31     1.25000        NEVE   LinStatic                   0.000      17.812   7.057E-04      0.0000 
          31     1.50000        NEVE   LinStatic                   0.000      17.812   7.057E-04      0.0000 
          31     1.50000        NEVE   LinStatic                   0.000      15.172   7.057E-04      0.0000 
          31     2.00000        NEVE   LinStatic                   0.000      15.172   7.057E-04      0.0000 
          31     2.00000        NEVE   LinStatic                   0.000      12.542   7.057E-04      0.0000 
          31     2.35000        NEVE   LinStatic                   0.000      12.542   7.057E-04      0.0000 
          31     0.15000      VENTOX   LinStatic                   0.000      -5.580   6.041E-06      0.0000 
          31     0.50000      VENTOX   LinStatic                   0.000      -5.580   6.041E-06      0.0000 
          31     0.50000      VENTOX   LinStatic                   0.000      -4.921   6.041E-06      0.0000 
          31     1.00000      VENTOX   LinStatic                   0.000      -4.921   6.041E-06      0.0000 
          31     1.00000      VENTOX   LinStatic                   0.000      -4.266   6.041E-06      0.0000 
          31     1.25000      VENTOX   LinStatic                   0.000      -4.266   6.041E-06      0.0000 
          31     1.50000      VENTOX   LinStatic                   0.000      -4.266   6.041E-06      0.0000 
          31     1.50000      VENTOX   LinStatic                   0.000      -3.614   6.041E-06      0.0000 
          31     2.00000      VENTOX   LinStatic                   0.000      -3.614   6.041E-06      0.0000 
          31     2.00000      VENTOX   LinStatic                   0.000      -2.964   6.041E-06      0.0000 
          31     2.35000      VENTOX   LinStatic                   0.000      -2.964   6.041E-06      0.0000 
          31     0.15000      VENTOY   LinStatic                   0.000      -2.953      -0.022      0.0000 
          31     0.50000      VENTOY   LinStatic                   0.000      -2.953      -0.022      0.0000 
          31     0.50000      VENTOY   LinStatic                   0.000      -2.343      -0.022      0.0000 
          31     1.00000      VENTOY   LinStatic                   0.000      -2.343      -0.022      0.0000 
          31     1.00000      VENTOY   LinStatic                   0.000      -1.734      -0.022      0.0000 
          31     1.25000      VENTOY   LinStatic                   0.000      -1.734      -0.022      0.0000 
          31     1.50000      VENTOY   LinStatic                   0.000      -1.734      -0.022      0.0000 
          31     1.50000      VENTOY   LinStatic                   0.000      -1.127      -0.022      0.0000 
          31     2.00000      VENTOY   LinStatic                   0.000      -1.127      -0.022      0.0000 
          31     2.00000      VENTOY   LinStatic                   0.000      -0.521      -0.022      0.0000 
          31     2.35000      VENTOY   LinStatic                   0.000      -0.521      -0.022      0.0000 
          31     0.15000      SISMAX LinRespSpec         Max       0.858       4.984       0.291      0.0000 
          31     0.50000      SISMAX LinRespSpec         Max       0.858       4.984       0.291      0.0000 
          31     0.50000      SISMAX LinRespSpec         Max       0.535       5.008       0.193      0.0000 
          31     1.00000      SISMAX LinRespSpec         Max       0.535       5.008       0.193      0.0000 
          31     1.00000      SISMAX LinRespSpec         Max   7.460E-07       5.035       0.091      0.0000 
          31     1.25000      SISMAX LinRespSpec         Max   7.460E-07       5.035       0.091      0.0000 
          31     1.50000      SISMAX LinRespSpec         Max   7.460E-07       5.035       0.091      0.0000 
          31     1.50000      SISMAX LinRespSpec         Max       0.535       5.065       0.227      0.0000 
          31     2.00000      SISMAX LinRespSpec         Max       0.535       5.065       0.227      0.0000 
          31     2.00000      SISMAX LinRespSpec         Max       0.858       5.099       0.308      0.0000 
          31     2.35000      SISMAX LinRespSpec         Max       0.858       5.099       0.308      0.0000 
          31     0.15000      SISMAY LinRespSpec         Max       0.186       9.835       0.854      0.0000 
          31     0.50000      SISMAY LinRespSpec         Max       0.186       9.835       0.854      0.0000 
          31     0.50000      SISMAY LinRespSpec         Max       0.116       9.699       0.611      0.0000 
          31     1.00000      SISMAY LinRespSpec         Max       0.116       9.699       0.611      0.0000 
          31     1.00000      SISMAY LinRespSpec         Max   5.503E-07       9.569       0.102      0.0000 
          31     1.25000      SISMAY LinRespSpec         Max   5.503E-07       9.569       0.102      0.0000 
          31     1.50000      SISMAY LinRespSpec         Max   5.503E-07       9.569       0.102      0.0000 
          31     1.50000      SISMAY LinRespSpec         Max       0.116       9.446       0.543      0.0000 
          31     2.00000      SISMAY LinRespSpec         Max       0.116       9.446       0.543      0.0000 
          31     2.00000      SISMAY LinRespSpec         Max       0.186       9.329       0.828      0.0000 
          31     2.35000      SISMAY LinRespSpec         Max       0.186       9.329       0.828      0.0000 
          31     0.15000        TERM   LinStatic                   0.000      -4.098   3.904E-04      0.0000 
          31     0.50000        TERM   LinStatic                   0.000      -4.098   3.904E-04      0.0000 
          31     0.50000        TERM   LinStatic                   0.000      -4.094   3.904E-04      0.0000 
          31     1.00000        TERM   LinStatic                   0.000      -4.094   3.904E-04      0.0000 
          31     1.00000        TERM   LinStatic                   0.000      -4.092   3.904E-04      0.0000 
          31     1.25000        TERM   LinStatic                   0.000      -4.092   3.904E-04      0.0000 
          31     1.50000        TERM   LinStatic                   0.000      -4.092   3.904E-04      0.0000 
          31     1.50000        TERM   LinStatic                   0.000      -4.094   3.904E-04      0.0000 
          31     2.00000        TERM   LinStatic                   0.000      -4.094   3.904E-04      0.0000 
          31     2.00000        TERM   LinStatic                   0.000      -4.098   3.904E-04      0.0000 
          31     2.35000        TERM   LinStatic                   0.000      -4.098   3.904E-04      0.0000 
          31     0.15000       COMB1 Combination         Max       0.000      77.845   1.803E-03      0.0000 
          31     0.50000       COMB1 Combination         Max       0.000      85.221   1.803E-03      0.0000 
          31     0.50000       COMB1 Combination         Max       0.000      54.747   1.803E-03      0.0000 
          31     1.00000       COMB1 Combination         Max       0.000      65.284   1.803E-03      0.0000 
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          31     1.00000       COMB1 Combination         Max       0.000      34.844   1.803E-03      0.0000 
          31     1.25000       COMB1 Combination         Max       0.000      40.113   1.803E-03      0.0000 
          31     1.50000       COMB1 Combination         Max       0.000      45.381   1.803E-03      0.0000 
          31     1.50000       COMB1 Combination         Max       0.000      14.970   1.803E-03      0.0000 
          31     2.00000       COMB1 Combination         Max       0.000      25.508   1.803E-03      0.0000 
          31     2.00000       COMB1 Combination         Max       0.000      -4.886   1.803E-03      0.0000 
          31     2.35000       COMB1 Combination         Max       0.000       2.490   1.803E-03      0.0000 
          31     0.15000       COMB1 Combination         Min       0.000      77.845   1.803E-03      0.0000 
          31     0.50000       COMB1 Combination         Min       0.000      85.221   1.803E-03      0.0000 
          31     0.50000       COMB1 Combination         Min       0.000      54.747   1.803E-03      0.0000 
          31     1.00000       COMB1 Combination         Min       0.000      65.284   1.803E-03      0.0000 
          31     1.00000       COMB1 Combination         Min       0.000      34.844   1.803E-03      0.0000 
          31     1.25000       COMB1 Combination         Min       0.000      40.113   1.803E-03      0.0000 
          31     1.50000       COMB1 Combination         Min       0.000      45.381   1.803E-03      0.0000 
          31     1.50000       COMB1 Combination         Min       0.000      14.970   1.803E-03      0.0000 
          31     2.00000       COMB1 Combination         Min       0.000      25.508   1.803E-03      0.0000 
          31     2.00000       COMB1 Combination         Min       0.000      -4.886   1.803E-03      0.0000 
          31     2.35000       COMB1 Combination         Min       0.000       2.490   1.803E-03      0.0000 
          31     0.15000       COMB2 Combination         Max       0.000     100.976   2.508E-03      0.0000 
          31     0.50000       COMB2 Combination         Max       0.000     108.352   2.508E-03      0.0000 
          31     0.50000       COMB2 Combination         Max       0.000      75.212   2.508E-03      0.0000 
          31     1.00000       COMB2 Combination         Max       0.000      85.750   2.508E-03      0.0000 
          31     1.00000       COMB2 Combination         Max       0.000      52.656   2.508E-03      0.0000 
          31     1.25000       COMB2 Combination         Max       0.000      57.925   2.508E-03      0.0000 
          31     1.50000       COMB2 Combination         Max       0.000      63.193   2.508E-03      0.0000 
          31     1.50000       COMB2 Combination         Max       0.000      30.142   2.508E-03      0.0000 
          31     2.00000       COMB2 Combination         Max       0.000      40.679   2.508E-03      0.0000 
          31     2.00000       COMB2 Combination         Max       0.000       7.656   2.508E-03      0.0000 
          31     2.35000       COMB2 Combination         Max       0.000      15.032   2.508E-03      0.0000 
          31     0.15000       COMB2 Combination         Min       0.000     100.976   2.508E-03      0.0000 
          31     0.50000       COMB2 Combination         Min       0.000     108.352   2.508E-03      0.0000 
          31     0.50000       COMB2 Combination         Min       0.000      75.212   2.508E-03      0.0000 
          31     1.00000       COMB2 Combination         Min       0.000      85.750   2.508E-03      0.0000 
          31     1.00000       COMB2 Combination         Min       0.000      52.656   2.508E-03      0.0000 
          31     1.25000       COMB2 Combination         Min       0.000      57.925   2.508E-03      0.0000 
          31     1.50000       COMB2 Combination         Min       0.000      63.193   2.508E-03      0.0000 
          31     1.50000       COMB2 Combination         Min       0.000      30.142   2.508E-03      0.0000 
          31     2.00000       COMB2 Combination         Min       0.000      40.679   2.508E-03      0.0000 
          31     2.00000       COMB2 Combination         Min       0.000       7.656   2.508E-03      0.0000 
          31     2.35000       COMB2 Combination         Min       0.000      15.032   2.508E-03      0.0000 
          31     0.15000       COMB3 Combination         Max       0.000      72.266   1.809E-03      0.0000 
          31     0.50000       COMB3 Combination         Max       0.000      79.642   1.809E-03      0.0000 
          31     0.50000       COMB3 Combination         Max       0.000      49.826   1.809E-03      0.0000 
          31     1.00000       COMB3 Combination         Max       0.000      60.363   1.809E-03      0.0000 
          31     1.00000       COMB3 Combination         Max       0.000      30.578   1.809E-03      0.0000 
          31     1.25000       COMB3 Combination         Max       0.000      35.847   1.809E-03      0.0000 
          31     1.50000       COMB3 Combination         Max       0.000      41.116   1.809E-03      0.0000 
          31     1.50000       COMB3 Combination         Max       0.000      11.356   1.809E-03      0.0000 
          31     2.00000       COMB3 Combination         Max       0.000      21.894   1.809E-03      0.0000 
          31     2.00000       COMB3 Combination         Max       0.000      -7.850   1.809E-03      0.0000 
          31     2.35000       COMB3 Combination         Max       0.000      -0.474   1.809E-03      0.0000 
          31     0.15000       COMB3 Combination         Min       0.000      72.266   1.809E-03      0.0000 
          31     0.50000       COMB3 Combination         Min       0.000      79.642   1.809E-03      0.0000 
          31     0.50000       COMB3 Combination         Min       0.000      49.826   1.809E-03      0.0000 
          31     1.00000       COMB3 Combination         Min       0.000      60.363   1.809E-03      0.0000 
          31     1.00000       COMB3 Combination         Min       0.000      30.578   1.809E-03      0.0000 
          31     1.25000       COMB3 Combination         Min       0.000      35.847   1.809E-03      0.0000 
          31     1.50000       COMB3 Combination         Min       0.000      41.116   1.809E-03      0.0000 
          31     1.50000       COMB3 Combination         Min       0.000      11.356   1.809E-03      0.0000 
          31     2.00000       COMB3 Combination         Min       0.000      21.894   1.809E-03      0.0000 
          31     2.00000       COMB3 Combination         Min       0.000      -7.850   1.809E-03      0.0000 
          31     2.35000       COMB3 Combination         Min       0.000      -0.474   1.809E-03      0.0000 
          31     0.15000       COMB4 Combination         Max       0.000      74.892      -0.020      0.0000 
          31     0.50000       COMB4 Combination         Max       0.000      82.268      -0.020      0.0000 
          31     0.50000       COMB4 Combination         Max       0.000      52.404      -0.020      0.0000 
          31     1.00000       COMB4 Combination         Max       0.000      62.941      -0.020      0.0000 
          31     1.00000       COMB4 Combination         Max       0.000      33.110      -0.020      0.0000 
          31     1.25000       COMB4 Combination         Max       0.000      38.378      -0.020      0.0000 
          31     1.50000       COMB4 Combination         Max       0.000      43.647      -0.020      0.0000 
          31     1.50000       COMB4 Combination         Max       0.000      13.843      -0.020      0.0000 
          31     2.00000       COMB4 Combination         Max       0.000      24.381      -0.020      0.0000 
          31     2.00000       COMB4 Combination         Max       0.000      -5.407      -0.020      0.0000 
          31     2.35000       COMB4 Combination         Max       0.000       1.970      -0.020      0.0000 
          31     0.15000       COMB4 Combination         Min       0.000      74.892      -0.020      0.0000 
          31     0.50000       COMB4 Combination         Min       0.000      82.268      -0.020      0.0000 
          31     0.50000       COMB4 Combination         Min       0.000      52.404      -0.020      0.0000 
          31     1.00000       COMB4 Combination         Min       0.000      62.941      -0.020      0.0000 
          31     1.00000       COMB4 Combination         Min       0.000      33.110      -0.020      0.0000 
          31     1.25000       COMB4 Combination         Min       0.000      38.378      -0.020      0.0000 
          31     1.50000       COMB4 Combination         Min       0.000      43.647      -0.020      0.0000 
          31     1.50000       COMB4 Combination         Min       0.000      13.843      -0.020      0.0000 
          31     2.00000       COMB4 Combination         Min       0.000      24.381      -0.020      0.0000 
          31     2.00000       COMB4 Combination         Min       0.000      -5.407      -0.020      0.0000 
          31     2.35000       COMB4 Combination         Min       0.000       1.970      -0.020      0.0000 
          31     0.15000       COMB5 Combination         Max       0.000      95.396   2.514E-03      0.0000 
          31     0.50000       COMB5 Combination         Max       0.000     102.773   2.514E-03      0.0000 
          31     0.50000       COMB5 Combination         Max       0.000      70.291   2.514E-03      0.0000 
          31     1.00000       COMB5 Combination         Max       0.000      80.828   2.514E-03      0.0000 
          31     1.00000       COMB5 Combination         Max       0.000      48.390   2.514E-03      0.0000 
          31     1.25000       COMB5 Combination         Max       0.000      53.659   2.514E-03      0.0000 
          31     1.50000       COMB5 Combination         Max       0.000      58.928   2.514E-03      0.0000 
          31     1.50000       COMB5 Combination         Max       0.000      26.528   2.514E-03      0.0000 
          31     2.00000       COMB5 Combination         Max       0.000      37.066   2.514E-03      0.0000 
          31     2.00000       COMB5 Combination         Max       0.000       4.692   2.514E-03      0.0000 
          31     2.35000       COMB5 Combination         Max       0.000      12.068   2.514E-03      0.0000 
          31     0.15000       COMB5 Combination         Min       0.000      95.396   2.514E-03      0.0000 
          31     0.50000       COMB5 Combination         Min       0.000     102.773   2.514E-03      0.0000 
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          31     0.50000       COMB5 Combination         Min       0.000      70.291   2.514E-03      0.0000 
          31     1.00000       COMB5 Combination         Min       0.000      80.828   2.514E-03      0.0000 
          31     1.00000       COMB5 Combination         Min       0.000      48.390   2.514E-03      0.0000 
          31     1.25000       COMB5 Combination         Min       0.000      53.659   2.514E-03      0.0000 
          31     1.50000       COMB5 Combination         Min       0.000      58.928   2.514E-03      0.0000 
          31     1.50000       COMB5 Combination         Min       0.000      26.528   2.514E-03      0.0000 
          31     2.00000       COMB5 Combination         Min       0.000      37.066   2.514E-03      0.0000 
          31     2.00000       COMB5 Combination         Min       0.000       4.692   2.514E-03      0.0000 
          31     2.35000       COMB5 Combination         Min       0.000      12.068   2.514E-03      0.0000 
          31     0.15000       COMB6 Combination         Max       0.000      98.023      -0.020      0.0000 
          31     0.50000       COMB6 Combination         Max       0.000     105.399      -0.020      0.0000 
          31     0.50000       COMB6 Combination         Max       0.000      72.869      -0.020      0.0000 
          31     1.00000       COMB6 Combination         Max       0.000      83.407      -0.020      0.0000 
          31     1.00000       COMB6 Combination         Max       0.000      50.922      -0.020      0.0000 
          31     1.25000       COMB6 Combination         Max       0.000      56.190      -0.020      0.0000 
          31     1.50000       COMB6 Combination         Max       0.000      61.459      -0.020      0.0000 
          31     1.50000       COMB6 Combination         Max       0.000      29.015      -0.020      0.0000 
          31     2.00000       COMB6 Combination         Max       0.000      39.552      -0.020      0.0000 
          31     2.00000       COMB6 Combination         Max       0.000       7.135      -0.020      0.0000 
          31     2.35000       COMB6 Combination         Max       0.000      14.512      -0.020      0.0000 
          31     0.15000       COMB6 Combination         Min       0.000      98.023      -0.020      0.0000 
          31     0.50000       COMB6 Combination         Min       0.000     105.399      -0.020      0.0000 
          31     0.50000       COMB6 Combination         Min       0.000      72.869      -0.020      0.0000 
          31     1.00000       COMB6 Combination         Min       0.000      83.407      -0.020      0.0000 
          31     1.00000       COMB6 Combination         Min       0.000      50.922      -0.020      0.0000 
          31     1.25000       COMB6 Combination         Min       0.000      56.190      -0.020      0.0000 
          31     1.50000       COMB6 Combination         Min       0.000      61.459      -0.020      0.0000 
          31     1.50000       COMB6 Combination         Min       0.000      29.015      -0.020      0.0000 
          31     2.00000       COMB6 Combination         Min       0.000      39.552      -0.020      0.0000 
          31     2.00000       COMB6 Combination         Min       0.000       7.135      -0.020      0.0000 
          31     2.35000       COMB6 Combination         Min       0.000      14.512      -0.020      0.0000 
          31     0.15000       COMB7 Combination         Max       0.000      86.040   1.022E-03      0.0000 
          31     0.50000       COMB7 Combination         Max       0.000      93.417   1.022E-03      0.0000 
          31     0.50000       COMB7 Combination         Max       0.000      62.934   1.022E-03      0.0000 
          31     1.00000       COMB7 Combination         Max       0.000      73.472   1.022E-03      0.0000 
          31     1.00000       COMB7 Combination         Max       0.000      43.029   1.022E-03      0.0000 
          31     1.25000       COMB7 Combination         Max       0.000      48.298   1.022E-03      0.0000 
          31     1.50000       COMB7 Combination         Max       0.000      53.566   1.022E-03      0.0000 
          31     1.50000       COMB7 Combination         Max       0.000      23.158   1.022E-03      0.0000 
          31     2.00000       COMB7 Combination         Max       0.000      33.696   1.022E-03      0.0000 
          31     2.00000       COMB7 Combination         Max       0.000       3.311   1.022E-03      0.0000 
          31     2.35000       COMB7 Combination         Max       0.000      10.687   1.022E-03      0.0000 
          31     0.15000       COMB7 Combination         Min       0.000      86.040   1.022E-03      0.0000 
          31     0.50000       COMB7 Combination         Min       0.000      93.417   1.022E-03      0.0000 
          31     0.50000       COMB7 Combination         Min       0.000      62.934   1.022E-03      0.0000 
          31     1.00000       COMB7 Combination         Min       0.000      73.472   1.022E-03      0.0000 
          31     1.00000       COMB7 Combination         Min       0.000      43.029   1.022E-03      0.0000 
          31     1.25000       COMB7 Combination         Min       0.000      48.298   1.022E-03      0.0000 
          31     1.50000       COMB7 Combination         Min       0.000      53.566   1.022E-03      0.0000 
          31     1.50000       COMB7 Combination         Min       0.000      23.158   1.022E-03      0.0000 
          31     2.00000       COMB7 Combination         Min       0.000      33.696   1.022E-03      0.0000 
          31     2.00000       COMB7 Combination         Min       0.000       3.311   1.022E-03      0.0000 
          31     2.35000       COMB7 Combination         Min       0.000      10.687   1.022E-03      0.0000 
          31     0.15000       COMB8 Combination         Max       0.000     109.171   1.728E-03      0.0000 
          31     0.50000       COMB8 Combination         Max       0.000     116.547   1.728E-03      0.0000 
          31     0.50000       COMB8 Combination         Max       0.000      83.399   1.728E-03      0.0000 
          31     1.00000       COMB8 Combination         Max       0.000      93.937   1.728E-03      0.0000 
          31     1.00000       COMB8 Combination         Max       0.000      60.841   1.728E-03      0.0000 
          31     1.25000       COMB8 Combination         Max       0.000      66.109   1.728E-03      0.0000 
          31     1.50000       COMB8 Combination         Max       0.000      71.378   1.728E-03      0.0000 
          31     1.50000       COMB8 Combination         Max       0.000      38.330   1.728E-03      0.0000 
          31     2.00000       COMB8 Combination         Max       0.000      48.867   1.728E-03      0.0000 
          31     2.00000       COMB8 Combination         Max       0.000      15.853   1.728E-03      0.0000 
          31     2.35000       COMB8 Combination         Max       0.000      23.229   1.728E-03      0.0000 
          31     0.15000       COMB8 Combination         Min       0.000     109.171   1.728E-03      0.0000 
          31     0.50000       COMB8 Combination         Min       0.000     116.547   1.728E-03      0.0000 
          31     0.50000       COMB8 Combination         Min       0.000      83.399   1.728E-03      0.0000 
          31     1.00000       COMB8 Combination         Min       0.000      93.937   1.728E-03      0.0000 
          31     1.00000       COMB8 Combination         Min       0.000      60.841   1.728E-03      0.0000 
          31     1.25000       COMB8 Combination         Min       0.000      66.109   1.728E-03      0.0000 
          31     1.50000       COMB8 Combination         Min       0.000      71.378   1.728E-03      0.0000 
          31     1.50000       COMB8 Combination         Min       0.000      38.330   1.728E-03      0.0000 
          31     2.00000       COMB8 Combination         Min       0.000      48.867   1.728E-03      0.0000 
          31     2.00000       COMB8 Combination         Min       0.000      15.853   1.728E-03      0.0000 
          31     2.35000       COMB8 Combination         Min       0.000      23.229   1.728E-03      0.0000 
          31     0.15000       COMB9 Combination         Max       0.000      80.461   1.028E-03      0.0000 
          31     0.50000       COMB9 Combination         Max       0.000      87.837   1.028E-03      0.0000 
          31     0.50000       COMB9 Combination         Max       0.000      58.013   1.028E-03      0.0000 
          31     1.00000       COMB9 Combination         Max       0.000      68.551   1.028E-03      0.0000 
          31     1.00000       COMB9 Combination         Max       0.000      38.763   1.028E-03      0.0000 
          31     1.25000       COMB9 Combination         Max       0.000      44.032   1.028E-03      0.0000 
          31     1.50000       COMB9 Combination         Max       0.000      49.300   1.028E-03      0.0000 
          31     1.50000       COMB9 Combination         Max       0.000      19.545   1.028E-03      0.0000 
          31     2.00000       COMB9 Combination         Max       0.000      30.082   1.028E-03      0.0000 
          31     2.00000       COMB9 Combination         Max       0.000       0.347   1.028E-03      0.0000 
          31     2.35000       COMB9 Combination         Max       0.000       7.723   1.028E-03      0.0000 
          31     0.15000       COMB9 Combination         Min       0.000      80.461   1.028E-03      0.0000 
          31     0.50000       COMB9 Combination         Min       0.000      87.837   1.028E-03      0.0000 
          31     0.50000       COMB9 Combination         Min       0.000      58.013   1.028E-03      0.0000 
          31     1.00000       COMB9 Combination         Min       0.000      68.551   1.028E-03      0.0000 
          31     1.00000       COMB9 Combination         Min       0.000      38.763   1.028E-03      0.0000 
          31     1.25000       COMB9 Combination         Min       0.000      44.032   1.028E-03      0.0000 
          31     1.50000       COMB9 Combination         Min       0.000      49.300   1.028E-03      0.0000 
          31     1.50000       COMB9 Combination         Min       0.000      19.545   1.028E-03      0.0000 
          31     2.00000       COMB9 Combination         Min       0.000      30.082   1.028E-03      0.0000 
          31     2.00000       COMB9 Combination         Min       0.000       0.347   1.028E-03      0.0000 
          31     2.35000       COMB9 Combination         Min       0.000       7.723   1.028E-03      0.0000 
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          31     0.15000      COMB10 Combination         Max       0.000      83.087      -0.021      0.0000 
          31     0.50000      COMB10 Combination         Max       0.000      90.464      -0.021      0.0000 
          31     0.50000      COMB10 Combination         Max       0.000      60.591      -0.021      0.0000 
          31     1.00000      COMB10 Combination         Max       0.000      71.129      -0.021      0.0000 
          31     1.00000      COMB10 Combination         Max       0.000      41.294      -0.021      0.0000 
          31     1.25000      COMB10 Combination         Max       0.000      46.563      -0.021      0.0000 
          31     1.50000      COMB10 Combination         Max       0.000      51.832      -0.021      0.0000 
          31     1.50000      COMB10 Combination         Max       0.000      22.031      -0.021      0.0000 
          31     2.00000      COMB10 Combination         Max       0.000      32.569      -0.021      0.0000 
          31     2.00000      COMB10 Combination         Max       0.000       2.790      -0.021      0.0000 
          31     2.35000      COMB10 Combination         Max       0.000      10.167      -0.021      0.0000 
          31     0.15000      COMB10 Combination         Min       0.000      83.087      -0.021      0.0000 
          31     0.50000      COMB10 Combination         Min       0.000      90.464      -0.021      0.0000 
          31     0.50000      COMB10 Combination         Min       0.000      60.591      -0.021      0.0000 
          31     1.00000      COMB10 Combination         Min       0.000      71.129      -0.021      0.0000 
          31     1.00000      COMB10 Combination         Min       0.000      41.294      -0.021      0.0000 
          31     1.25000      COMB10 Combination         Min       0.000      46.563      -0.021      0.0000 
          31     1.50000      COMB10 Combination         Min       0.000      51.832      -0.021      0.0000 
          31     1.50000      COMB10 Combination         Min       0.000      22.031      -0.021      0.0000 
          31     2.00000      COMB10 Combination         Min       0.000      32.569      -0.021      0.0000 
          31     2.00000      COMB10 Combination         Min       0.000       2.790      -0.021      0.0000 
          31     2.35000      COMB10 Combination         Min       0.000      10.167      -0.021      0.0000 
          31     0.15000      COMB11 Combination         Max       0.000     103.592   1.734E-03      0.0000 
          31     0.50000      COMB11 Combination         Max       0.000     110.968   1.734E-03      0.0000 
          31     0.50000      COMB11 Combination         Max       0.000      78.478   1.734E-03      0.0000 
          31     1.00000      COMB11 Combination         Max       0.000      89.016   1.734E-03      0.0000 
          31     1.00000      COMB11 Combination         Max       0.000      56.575   1.734E-03      0.0000 
          31     1.25000      COMB11 Combination         Max       0.000      61.844   1.734E-03      0.0000 
          31     1.50000      COMB11 Combination         Max       0.000      67.112   1.734E-03      0.0000 
          31     1.50000      COMB11 Combination         Max       0.000      34.716   1.734E-03      0.0000 
          31     2.00000      COMB11 Combination         Max       0.000      45.254   1.734E-03      0.0000 
          31     2.00000      COMB11 Combination         Max       0.000      12.889   1.734E-03      0.0000 
          31     2.35000      COMB11 Combination         Max       0.000      20.265   1.734E-03      0.0000 
          31     0.15000      COMB11 Combination         Min       0.000     103.592   1.734E-03      0.0000 
          31     0.50000      COMB11 Combination         Min       0.000     110.968   1.734E-03      0.0000 
          31     0.50000      COMB11 Combination         Min       0.000      78.478   1.734E-03      0.0000 
          31     1.00000      COMB11 Combination         Min       0.000      89.016   1.734E-03      0.0000 
          31     1.00000      COMB11 Combination         Min       0.000      56.575   1.734E-03      0.0000 
          31     1.25000      COMB11 Combination         Min       0.000      61.844   1.734E-03      0.0000 
          31     1.50000      COMB11 Combination         Min       0.000      67.112   1.734E-03      0.0000 
          31     1.50000      COMB11 Combination         Min       0.000      34.716   1.734E-03      0.0000 
          31     2.00000      COMB11 Combination         Min       0.000      45.254   1.734E-03      0.0000 
          31     2.00000      COMB11 Combination         Min       0.000      12.889   1.734E-03      0.0000 
          31     2.35000      COMB11 Combination         Min       0.000      20.265   1.734E-03      0.0000 
          31     0.15000      COMB12 Combination         Max       0.000     106.218      -0.020      0.0000 
          31     0.50000      COMB12 Combination         Max       0.000     113.595      -0.020      0.0000 
          31     0.50000      COMB12 Combination         Max       0.000      81.056      -0.020      0.0000 
          31     1.00000      COMB12 Combination         Max       0.000      91.594      -0.020      0.0000 
          31     1.00000      COMB12 Combination         Max       0.000      59.106      -0.020      0.0000 
          31     1.25000      COMB12 Combination         Max       0.000      64.375      -0.020      0.0000 
          31     1.50000      COMB12 Combination         Max       0.000      69.644      -0.020      0.0000 
          31     1.50000      COMB12 Combination         Max       0.000      37.203      -0.020      0.0000 
          31     2.00000      COMB12 Combination         Max       0.000      47.740      -0.020      0.0000 
          31     2.00000      COMB12 Combination         Max       0.000      15.332      -0.020      0.0000 
          31     2.35000      COMB12 Combination         Max       0.000      22.708      -0.020      0.0000 
          31     0.15000      COMB12 Combination         Min       0.000     106.218      -0.020      0.0000 
          31     0.50000      COMB12 Combination         Min       0.000     113.595      -0.020      0.0000 
          31     0.50000      COMB12 Combination         Min       0.000      81.056      -0.020      0.0000 
          31     1.00000      COMB12 Combination         Min       0.000      91.594      -0.020      0.0000 
          31     1.00000      COMB12 Combination         Min       0.000      59.106      -0.020      0.0000 
          31     1.25000      COMB12 Combination         Min       0.000      64.375      -0.020      0.0000 
          31     1.50000      COMB12 Combination         Min       0.000      69.644      -0.020      0.0000 
          31     1.50000      COMB12 Combination         Min       0.000      37.203      -0.020      0.0000 
          31     2.00000      COMB12 Combination         Min       0.000      47.740      -0.020      0.0000 
          31     2.00000      COMB12 Combination         Min       0.000      15.332      -0.020      0.0000 
          31     2.35000      COMB12 Combination         Min       0.000      22.708      -0.020      0.0000 
          31     0.15000      COMB13 Combination         Max       0.858     110.058       0.293      0.0000 
          31     0.50000      COMB13 Combination         Max       0.858     117.434       0.293      0.0000 
          31     0.50000      COMB13 Combination         Max       0.535      84.314       0.196      0.0000 
          31     1.00000      COMB13 Combination         Max       0.535      94.851       0.196      0.0000 
          31     1.00000      COMB13 Combination         Max   7.460E-07      61.783       0.093      0.0000 
          31     1.25000      COMB13 Combination         Max   7.460E-07      67.052       0.093      0.0000 
          31     1.50000      COMB13 Combination         Max   7.460E-07      72.321       0.093      0.0000 
          31     1.50000      COMB13 Combination         Max       0.535      39.301       0.229      0.0000 
          31     2.00000      COMB13 Combination         Max       0.535      49.839       0.229      0.0000 
          31     2.00000      COMB13 Combination         Max       0.858      16.853       0.310      0.0000 
          31     2.35000      COMB13 Combination         Max       0.858      24.229       0.310      0.0000 
          31     0.15000      COMB13 Combination         Min      -0.858     100.089      -0.289      0.0000 
          31     0.50000      COMB13 Combination         Min      -0.858     107.465      -0.289      0.0000 
          31     0.50000      COMB13 Combination         Min      -0.535      74.298      -0.191      0.0000 
          31     1.00000      COMB13 Combination         Min      -0.535      84.835      -0.191      0.0000 
          31     1.00000      COMB13 Combination         Min  -7.460E-07      51.713      -0.089      0.0000 
          31     1.25000      COMB13 Combination         Min  -7.460E-07      56.982      -0.089      0.0000 
          31     1.50000      COMB13 Combination         Min  -7.460E-07      62.251      -0.089      0.0000 
          31     1.50000      COMB13 Combination         Min      -0.535      29.171      -0.225      0.0000 
          31     2.00000      COMB13 Combination         Min      -0.535      39.708      -0.225      0.0000 
          31     2.00000      COMB13 Combination         Min      -0.858       6.656      -0.306      0.0000 
          31     2.35000      COMB13 Combination         Min      -0.858      14.032      -0.306      0.0000 
          31     0.15000      COMB14 Combination         Max       0.186     114.909       0.856      0.0000 
          31     0.50000      COMB14 Combination         Max       0.186     122.285       0.856      0.0000 
          31     0.50000      COMB14 Combination         Max       0.116      89.005       0.613      0.0000 
          31     1.00000      COMB14 Combination         Max       0.116      99.542       0.613      0.0000 
          31     1.00000      COMB14 Combination         Max   5.503E-07      66.318       0.104      0.0000 
          31     1.25000      COMB14 Combination         Max   5.503E-07      71.587       0.104      0.0000 
          31     1.50000      COMB14 Combination         Max   5.503E-07      76.855       0.104      0.0000 
          31     1.50000      COMB14 Combination         Max       0.116      43.682       0.545      0.0000 
          31     2.00000      COMB14 Combination         Max       0.116      54.220       0.545      0.0000 
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          31     2.00000      COMB14 Combination         Max       0.186      21.083       0.830      0.0000 
          31     2.35000      COMB14 Combination         Max       0.186      28.460       0.830      0.0000 
          31     0.15000      COMB14 Combination         Min      -0.186      95.239      -0.852      0.0000 
          31     0.50000      COMB14 Combination         Min      -0.186     102.615      -0.852      0.0000 
          31     0.50000      COMB14 Combination         Min      -0.116      69.607      -0.609      0.0000 
          31     1.00000      COMB14 Combination         Min      -0.116      80.144      -0.609      0.0000 
          31     1.00000      COMB14 Combination         Min  -5.503E-07      47.179      -0.100      0.0000 
          31     1.25000      COMB14 Combination         Min  -5.503E-07      52.448      -0.100      0.0000 
          31     1.50000      COMB14 Combination         Min  -5.503E-07      57.716      -0.100      0.0000 
          31     1.50000      COMB14 Combination         Min      -0.116      24.790      -0.541      0.0000 
          31     2.00000      COMB14 Combination         Min      -0.116      35.327      -0.541      0.0000 
          31     2.00000      COMB14 Combination         Min      -0.186       2.425      -0.826      0.0000 
          31     2.35000      COMB14 Combination         Min      -0.186       9.802      -0.826      0.0000 
          31     0.15000         INV Combination         Max       0.858     114.909       0.856      0.0000 
          31     0.50000         INV Combination         Max       0.858     122.285       0.856      0.0000 
          31     0.50000         INV Combination         Max       0.535      89.005       0.613      0.0000 
          31     1.00000         INV Combination         Max       0.535      99.542       0.613      0.0000 
          31     1.00000         INV Combination         Max   7.460E-07      66.318       0.104      0.0000 
          31     1.25000         INV Combination         Max   7.460E-07      71.587       0.104      0.0000 
          31     1.50000         INV Combination         Max   7.460E-07      76.855       0.104      0.0000 
          31     1.50000         INV Combination         Max       0.535      43.682       0.545      0.0000 
          31     2.00000         INV Combination         Max       0.535      54.220       0.545      0.0000 
          31     2.00000         INV Combination         Max       0.858      21.083       0.830      0.0000 
          31     2.35000         INV Combination         Max       0.858      28.460       0.830      0.0000 
          31     0.15000         INV Combination         Min      -0.858      72.266      -0.852      0.0000 
          31     0.50000         INV Combination         Min      -0.858      79.642      -0.852      0.0000 
          31     0.50000         INV Combination         Min      -0.535      49.826      -0.609      0.0000 
          31     1.00000         INV Combination         Min      -0.535      60.363      -0.609      0.0000 
          31     1.00000         INV Combination         Min  -7.460E-07      30.578      -0.100      0.0000 
          31     1.25000         INV Combination         Min  -7.460E-07      35.847      -0.100      0.0000 
          31     1.50000         INV Combination         Min  -7.460E-07      41.116      -0.100      0.0000 
          31     1.50000         INV Combination         Min      -0.535      11.356      -0.541      0.0000 
          31     2.00000         INV Combination         Min      -0.535      21.894      -0.541      0.0000 
          31     2.00000         INV Combination         Min      -0.858      -7.850      -0.826      0.0000 
          31     2.35000         INV Combination         Min      -0.858      -0.474      -0.826      0.0000 
          32     0.15000          PP   LinStatic                   0.000      73.943   8.288E-04      0.0000 
          32     0.50000          PP   LinStatic                   0.000      79.569   8.288E-04      0.0000 
          32     0.50000          PP   LinStatic                   0.000      55.546   8.288E-04      0.0000 
          32     1.00000          PP   LinStatic                   0.000      63.584   8.288E-04      0.0000 
          32     1.00000          PP   LinStatic                   0.000      39.595   8.288E-04      0.0000 
          32     1.25000          PP   LinStatic                   0.000      43.614   8.288E-04      0.0000 
          32     1.50000          PP   LinStatic                   0.000      47.633   8.288E-04      0.0000 
          32     1.50000          PP   LinStatic                   0.000      23.676   8.288E-04      0.0000 
          32     2.00000          PP   LinStatic                   0.000      31.714   8.288E-04      0.0000 
          32     2.00000          PP   LinStatic                   0.000       7.779   8.288E-04      0.0000 
          32     2.35000          PP   LinStatic                   0.000      13.405   8.288E-04      0.0000 
          32     0.15000        PERM   LinStatic                   0.000      36.963   2.132E-03      0.0000 
          32     0.50000        PERM   LinStatic                   0.000      38.713   2.132E-03      0.0000 
          32     0.50000        PERM   LinStatic                   0.000      32.390   2.132E-03      0.0000 
          32     1.00000        PERM   LinStatic                   0.000      34.890   2.132E-03      0.0000 
          32     1.00000        PERM   LinStatic                   0.000      28.588   2.132E-03      0.0000 
          32     1.25000        PERM   LinStatic                   0.000      29.838   2.132E-03      0.0000 
          32     1.50000        PERM   LinStatic                   0.000      31.088   2.132E-03      0.0000 
          32     1.50000        PERM   LinStatic                   0.000      24.807   2.132E-03      0.0000 
          32     2.00000        PERM   LinStatic                   0.000      27.307   2.132E-03      0.0000 
          32     2.00000        PERM   LinStatic                   0.000      21.045   2.132E-03      0.0000 
          32     2.35000        PERM   LinStatic                   0.000      22.795   2.132E-03      0.0000 
          32     0.15000        NEVE   LinStatic                   0.000      25.633   1.459E-03      0.0000 
          32     0.50000        NEVE   LinStatic                   0.000      25.633   1.459E-03      0.0000 
          32     0.50000        NEVE   LinStatic                   0.000      23.017   1.459E-03      0.0000 
          32     1.00000        NEVE   LinStatic                   0.000      23.017   1.459E-03      0.0000 
          32     1.00000        NEVE   LinStatic                   0.000      20.416   1.459E-03      0.0000 
          32     1.25000        NEVE   LinStatic                   0.000      20.416   1.459E-03      0.0000 
          32     1.50000        NEVE   LinStatic                   0.000      20.416   1.459E-03      0.0000 
          32     1.50000        NEVE   LinStatic                   0.000      17.829   1.459E-03      0.0000 
          32     2.00000        NEVE   LinStatic                   0.000      17.829   1.459E-03      0.0000 
          32     2.00000        NEVE   LinStatic                   0.000      15.254   1.459E-03      0.0000 
          32     2.35000        NEVE   LinStatic                   0.000      15.254   1.459E-03      0.0000 
          32     0.15000      VENTOX   LinStatic                   0.000      -6.671  -1.350E-03      0.0000 
          32     0.50000      VENTOX   LinStatic                   0.000      -6.671  -1.350E-03      0.0000 
          32     0.50000      VENTOX   LinStatic                   0.000      -6.024  -1.350E-03      0.0000 
          32     1.00000      VENTOX   LinStatic                   0.000      -6.024  -1.350E-03      0.0000 
          32     1.00000      VENTOX   LinStatic                   0.000      -5.382  -1.350E-03      0.0000 
          32     1.25000      VENTOX   LinStatic                   0.000      -5.382  -1.350E-03      0.0000 
          32     1.50000      VENTOX   LinStatic                   0.000      -5.382  -1.350E-03      0.0000 
          32     1.50000      VENTOX   LinStatic                   0.000      -4.743  -1.350E-03      0.0000 
          32     2.00000      VENTOX   LinStatic                   0.000      -4.743  -1.350E-03      0.0000 
          32     2.00000      VENTOX   LinStatic                   0.000      -4.108  -1.350E-03      0.0000 
          32     2.35000      VENTOX   LinStatic                   0.000      -4.108  -1.350E-03      0.0000 
          32     0.15000      VENTOY   LinStatic                   0.000      -2.981      -0.042      0.0000 
          32     0.50000      VENTOY   LinStatic                   0.000      -2.981      -0.042      0.0000 
          32     0.50000      VENTOY   LinStatic                   0.000      -2.375      -0.042      0.0000 
          32     1.00000      VENTOY   LinStatic                   0.000      -2.375      -0.042      0.0000 
          32     1.00000      VENTOY   LinStatic                   0.000      -1.772      -0.042      0.0000 
          32     1.25000      VENTOY   LinStatic                   0.000      -1.772      -0.042      0.0000 
          32     1.50000      VENTOY   LinStatic                   0.000      -1.772      -0.042      0.0000 
          32     1.50000      VENTOY   LinStatic                   0.000      -1.169      -0.042      0.0000 
          32     2.00000      VENTOY   LinStatic                   0.000      -1.169      -0.042      0.0000 
          32     2.00000      VENTOY   LinStatic                   0.000      -0.568      -0.042      0.0000 
          32     2.35000      VENTOY   LinStatic                   0.000      -0.568      -0.042      0.0000 
          32     0.15000      SISMAX LinRespSpec         Max       0.646       7.671       0.409      0.0000 
          32     0.50000      SISMAX LinRespSpec         Max       0.646       7.671       0.409      0.0000 
          32     0.50000      SISMAX LinRespSpec         Max       0.402       7.709       0.268      0.0000 
          32     1.00000      SISMAX LinRespSpec         Max       0.402       7.709       0.268      0.0000 
          32     1.00000      SISMAX LinRespSpec         Max   7.945E-07       7.751       0.130      0.0000 
          32     1.25000      SISMAX LinRespSpec         Max   7.945E-07       7.751       0.130      0.0000 
          32     1.50000      SISMAX LinRespSpec         Max   7.945E-07       7.751       0.130      0.0000 
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          32     1.50000      SISMAX LinRespSpec         Max       0.402       7.799       0.323      0.0000 
          32     2.00000      SISMAX LinRespSpec         Max       0.402       7.799       0.323      0.0000 
          32     2.00000      SISMAX LinRespSpec         Max       0.646       7.852       0.426      0.0000 
          32     2.35000      SISMAX LinRespSpec         Max       0.646       7.852       0.426      0.0000 
          32     0.15000      SISMAY LinRespSpec         Max       0.326      11.420       0.702      0.0000 
          32     0.50000      SISMAY LinRespSpec         Max       0.326      11.420       0.702      0.0000 
          32     0.50000      SISMAY LinRespSpec         Max       0.203      11.309       0.534      0.0000 
          32     1.00000      SISMAY LinRespSpec         Max       0.203      11.309       0.534      0.0000 
          32     1.00000      SISMAY LinRespSpec         Max   7.509E-07      11.205       0.164      0.0000 
          32     1.25000      SISMAY LinRespSpec         Max   7.509E-07      11.205       0.164      0.0000 
          32     1.50000      SISMAY LinRespSpec         Max   7.509E-07      11.205       0.164      0.0000 
          32     1.50000      SISMAY LinRespSpec         Max       0.203      11.109       0.384      0.0000 
          32     2.00000      SISMAY LinRespSpec         Max       0.203      11.109       0.384      0.0000 
          32     2.00000      SISMAY LinRespSpec         Max       0.326      11.019       0.622      0.0000 
          32     2.35000      SISMAY LinRespSpec         Max       0.326      11.019       0.622      0.0000 
          32     0.15000        TERM   LinStatic                   0.000      -6.957   1.452E-04      0.0000 
          32     0.50000        TERM   LinStatic                   0.000      -6.957   1.452E-04      0.0000 
          32     0.50000        TERM   LinStatic                   0.000      -6.966   1.452E-04      0.0000 
          32     1.00000        TERM   LinStatic                   0.000      -6.966   1.452E-04      0.0000 
          32     1.00000        TERM   LinStatic                   0.000      -6.979   1.452E-04      0.0000 
          32     1.25000        TERM   LinStatic                   0.000      -6.979   1.452E-04      0.0000 
          32     1.50000        TERM   LinStatic                   0.000      -6.979   1.452E-04      0.0000 
          32     1.50000        TERM   LinStatic                   0.000      -6.997   1.452E-04      0.0000 
          32     2.00000        TERM   LinStatic                   0.000      -6.997   1.452E-04      0.0000 
          32     2.00000        TERM   LinStatic                   0.000      -7.019   1.452E-04      0.0000 
          32     2.35000        TERM   LinStatic                   0.000      -7.019   1.452E-04      0.0000 
          32     0.15000       COMB1 Combination         Max       0.000     103.949   3.106E-03      0.0000 
          32     0.50000       COMB1 Combination         Max       0.000     111.325   3.106E-03      0.0000 
          32     0.50000       COMB1 Combination         Max       0.000      80.971   3.106E-03      0.0000 
          32     1.00000       COMB1 Combination         Max       0.000      91.508   3.106E-03      0.0000 
          32     1.00000       COMB1 Combination         Max       0.000      61.205   3.106E-03      0.0000 
          32     1.25000       COMB1 Combination         Max       0.000      66.474   3.106E-03      0.0000 
          32     1.50000       COMB1 Combination         Max       0.000      71.742   3.106E-03      0.0000 
          32     1.50000       COMB1 Combination         Max       0.000      41.487   3.106E-03      0.0000 
          32     2.00000       COMB1 Combination         Max       0.000      52.025   3.106E-03      0.0000 
          32     2.00000       COMB1 Combination         Max       0.000      21.804   3.106E-03      0.0000 
          32     2.35000       COMB1 Combination         Max       0.000      29.181   3.106E-03      0.0000 
          32     0.15000       COMB1 Combination         Min       0.000     103.949   3.106E-03      0.0000 
          32     0.50000       COMB1 Combination         Min       0.000     111.325   3.106E-03      0.0000 
          32     0.50000       COMB1 Combination         Min       0.000      80.971   3.106E-03      0.0000 
          32     1.00000       COMB1 Combination         Min       0.000      91.508   3.106E-03      0.0000 
          32     1.00000       COMB1 Combination         Min       0.000      61.205   3.106E-03      0.0000 
          32     1.25000       COMB1 Combination         Min       0.000      66.474   3.106E-03      0.0000 
          32     1.50000       COMB1 Combination         Min       0.000      71.742   3.106E-03      0.0000 
          32     1.50000       COMB1 Combination         Min       0.000      41.487   3.106E-03      0.0000 
          32     2.00000       COMB1 Combination         Min       0.000      52.025   3.106E-03      0.0000 
          32     2.00000       COMB1 Combination         Min       0.000      21.804   3.106E-03      0.0000 
          32     2.35000       COMB1 Combination         Min       0.000      29.181   3.106E-03      0.0000 
          32     0.15000       COMB2 Combination         Max       0.000     129.582   4.566E-03      0.0000 
          32     0.50000       COMB2 Combination         Max       0.000     136.958   4.566E-03      0.0000 
          32     0.50000       COMB2 Combination         Max       0.000     103.988   4.566E-03      0.0000 
          32     1.00000       COMB2 Combination         Max       0.000     114.525   4.566E-03      0.0000 
          32     1.00000       COMB2 Combination         Max       0.000      81.620   4.566E-03      0.0000 
          32     1.25000       COMB2 Combination         Max       0.000      86.889   4.566E-03      0.0000 
          32     1.50000       COMB2 Combination         Max       0.000      92.158   4.566E-03      0.0000 
          32     1.50000       COMB2 Combination         Max       0.000      59.316   4.566E-03      0.0000 
          32     2.00000       COMB2 Combination         Max       0.000      69.853   4.566E-03      0.0000 
          32     2.00000       COMB2 Combination         Max       0.000      37.059   4.566E-03      0.0000 
          32     2.35000       COMB2 Combination         Max       0.000      44.435   4.566E-03      0.0000 
          32     0.15000       COMB2 Combination         Min       0.000     129.582   4.566E-03      0.0000 
          32     0.50000       COMB2 Combination         Min       0.000     136.958   4.566E-03      0.0000 
          32     0.50000       COMB2 Combination         Min       0.000     103.988   4.566E-03      0.0000 
          32     1.00000       COMB2 Combination         Min       0.000     114.525   4.566E-03      0.0000 
          32     1.00000       COMB2 Combination         Min       0.000      81.620   4.566E-03      0.0000 
          32     1.25000       COMB2 Combination         Min       0.000      86.889   4.566E-03      0.0000 
          32     1.50000       COMB2 Combination         Min       0.000      92.158   4.566E-03      0.0000 
          32     1.50000       COMB2 Combination         Min       0.000      59.316   4.566E-03      0.0000 
          32     2.00000       COMB2 Combination         Min       0.000      69.853   4.566E-03      0.0000 
          32     2.00000       COMB2 Combination         Min       0.000      37.059   4.566E-03      0.0000 
          32     2.35000       COMB2 Combination         Min       0.000      44.435   4.566E-03      0.0000 
          32     0.15000       COMB3 Combination         Max       0.000      97.278   1.757E-03      0.0000 
          32     0.50000       COMB3 Combination         Max       0.000     104.655   1.757E-03      0.0000 
          32     0.50000       COMB3 Combination         Max       0.000      74.946   1.757E-03      0.0000 
          32     1.00000       COMB3 Combination         Max       0.000      85.484   1.757E-03      0.0000 
          32     1.00000       COMB3 Combination         Max       0.000      55.823   1.757E-03      0.0000 
          32     1.25000       COMB3 Combination         Max       0.000      61.092   1.757E-03      0.0000 
          32     1.50000       COMB3 Combination         Max       0.000      66.360   1.757E-03      0.0000 
          32     1.50000       COMB3 Combination         Max       0.000      36.744   1.757E-03      0.0000 
          32     2.00000       COMB3 Combination         Max       0.000      47.281   1.757E-03      0.0000 
          32     2.00000       COMB3 Combination         Max       0.000      17.696   1.757E-03      0.0000 
          32     2.35000       COMB3 Combination         Max       0.000      25.073   1.757E-03      0.0000 
          32     0.15000       COMB3 Combination         Min       0.000      97.278   1.757E-03      0.0000 
          32     0.50000       COMB3 Combination         Min       0.000     104.655   1.757E-03      0.0000 
          32     0.50000       COMB3 Combination         Min       0.000      74.946   1.757E-03      0.0000 
          32     1.00000       COMB3 Combination         Min       0.000      85.484   1.757E-03      0.0000 
          32     1.00000       COMB3 Combination         Min       0.000      55.823   1.757E-03      0.0000 
          32     1.25000       COMB3 Combination         Min       0.000      61.092   1.757E-03      0.0000 
          32     1.50000       COMB3 Combination         Min       0.000      66.360   1.757E-03      0.0000 
          32     1.50000       COMB3 Combination         Min       0.000      36.744   1.757E-03      0.0000 
          32     2.00000       COMB3 Combination         Min       0.000      47.281   1.757E-03      0.0000 
          32     2.00000       COMB3 Combination         Min       0.000      17.696   1.757E-03      0.0000 
          32     2.35000       COMB3 Combination         Min       0.000      25.073   1.757E-03      0.0000 
          32     0.15000       COMB4 Combination         Max       0.000     100.968      -0.039      0.0000 
          32     0.50000       COMB4 Combination         Max       0.000     108.344      -0.039      0.0000 
          32     0.50000       COMB4 Combination         Max       0.000      78.595      -0.039      0.0000 
          32     1.00000       COMB4 Combination         Max       0.000      89.133      -0.039      0.0000 
          32     1.00000       COMB4 Combination         Max       0.000      59.433      -0.039      0.0000 
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          32     1.25000       COMB4 Combination         Max       0.000      64.702      -0.039      0.0000 
          32     1.50000       COMB4 Combination         Max       0.000      69.971      -0.039      0.0000 
          32     1.50000       COMB4 Combination         Max       0.000      40.318      -0.039      0.0000 
          32     2.00000       COMB4 Combination         Max       0.000      50.855      -0.039      0.0000 
          32     2.00000       COMB4 Combination         Max       0.000      21.237      -0.039      0.0000 
          32     2.35000       COMB4 Combination         Max       0.000      28.613      -0.039      0.0000 
          32     0.15000       COMB4 Combination         Min       0.000     100.968      -0.039      0.0000 
          32     0.50000       COMB4 Combination         Min       0.000     108.344      -0.039      0.0000 
          32     0.50000       COMB4 Combination         Min       0.000      78.595      -0.039      0.0000 
          32     1.00000       COMB4 Combination         Min       0.000      89.133      -0.039      0.0000 
          32     1.00000       COMB4 Combination         Min       0.000      59.433      -0.039      0.0000 
          32     1.25000       COMB4 Combination         Min       0.000      64.702      -0.039      0.0000 
          32     1.50000       COMB4 Combination         Min       0.000      69.971      -0.039      0.0000 
          32     1.50000       COMB4 Combination         Min       0.000      40.318      -0.039      0.0000 
          32     2.00000       COMB4 Combination         Min       0.000      50.855      -0.039      0.0000 
          32     2.00000       COMB4 Combination         Min       0.000      21.237      -0.039      0.0000 
          32     2.35000       COMB4 Combination         Min       0.000      28.613      -0.039      0.0000 
          32     0.15000       COMB5 Combination         Max       0.000     122.911   3.216E-03      0.0000 
          32     0.50000       COMB5 Combination         Max       0.000     130.287   3.216E-03      0.0000 
          32     0.50000       COMB5 Combination         Max       0.000      97.963   3.216E-03      0.0000 
          32     1.00000       COMB5 Combination         Max       0.000     108.501   3.216E-03      0.0000 
          32     1.00000       COMB5 Combination         Max       0.000      76.238   3.216E-03      0.0000 
          32     1.25000       COMB5 Combination         Max       0.000      81.507   3.216E-03      0.0000 
          32     1.50000       COMB5 Combination         Max       0.000      86.776   3.216E-03      0.0000 
          32     1.50000       COMB5 Combination         Max       0.000      54.573   3.216E-03      0.0000 
          32     2.00000       COMB5 Combination         Max       0.000      65.110   3.216E-03      0.0000 
          32     2.00000       COMB5 Combination         Max       0.000      32.950   3.216E-03      0.0000 
          32     2.35000       COMB5 Combination         Max       0.000      40.327   3.216E-03      0.0000 
          32     0.15000       COMB5 Combination         Min       0.000     122.911   3.216E-03      0.0000 
          32     0.50000       COMB5 Combination         Min       0.000     130.287   3.216E-03      0.0000 
          32     0.50000       COMB5 Combination         Min       0.000      97.963   3.216E-03      0.0000 
          32     1.00000       COMB5 Combination         Min       0.000     108.501   3.216E-03      0.0000 
          32     1.00000       COMB5 Combination         Min       0.000      76.238   3.216E-03      0.0000 
          32     1.25000       COMB5 Combination         Min       0.000      81.507   3.216E-03      0.0000 
          32     1.50000       COMB5 Combination         Min       0.000      86.776   3.216E-03      0.0000 
          32     1.50000       COMB5 Combination         Min       0.000      54.573   3.216E-03      0.0000 
          32     2.00000       COMB5 Combination         Min       0.000      65.110   3.216E-03      0.0000 
          32     2.00000       COMB5 Combination         Min       0.000      32.950   3.216E-03      0.0000 
          32     2.35000       COMB5 Combination         Min       0.000      40.327   3.216E-03      0.0000 
          32     0.15000       COMB6 Combination         Max       0.000     126.601      -0.038      0.0000 
          32     0.50000       COMB6 Combination         Max       0.000     133.977      -0.038      0.0000 
          32     0.50000       COMB6 Combination         Max       0.000     101.612      -0.038      0.0000 
          32     1.00000       COMB6 Combination         Max       0.000     112.150      -0.038      0.0000 
          32     1.00000       COMB6 Combination         Max       0.000      79.849      -0.038      0.0000 
          32     1.25000       COMB6 Combination         Max       0.000      85.117      -0.038      0.0000 
          32     1.50000       COMB6 Combination         Max       0.000      90.386      -0.038      0.0000 
          32     1.50000       COMB6 Combination         Max       0.000      58.147      -0.038      0.0000 
          32     2.00000       COMB6 Combination         Max       0.000      68.684      -0.038      0.0000 
          32     2.00000       COMB6 Combination         Max       0.000      36.491      -0.038      0.0000 
          32     2.35000       COMB6 Combination         Max       0.000      43.867      -0.038      0.0000 
          32     0.15000       COMB6 Combination         Min       0.000     126.601      -0.038      0.0000 
          32     0.50000       COMB6 Combination         Min       0.000     133.977      -0.038      0.0000 
          32     0.50000       COMB6 Combination         Min       0.000     101.612      -0.038      0.0000 
          32     1.00000       COMB6 Combination         Min       0.000     112.150      -0.038      0.0000 
          32     1.00000       COMB6 Combination         Min       0.000      79.849      -0.038      0.0000 
          32     1.25000       COMB6 Combination         Min       0.000      85.117      -0.038      0.0000 
          32     1.50000       COMB6 Combination         Min       0.000      90.386      -0.038      0.0000 
          32     1.50000       COMB6 Combination         Min       0.000      58.147      -0.038      0.0000 
          32     2.00000       COMB6 Combination         Min       0.000      68.684      -0.038      0.0000 
          32     2.00000       COMB6 Combination         Min       0.000      36.491      -0.038      0.0000 
          32     2.35000       COMB6 Combination         Min       0.000      43.867      -0.038      0.0000 
          32     0.15000       COMB7 Combination         Max       0.000     117.863   2.816E-03      0.0000 
          32     0.50000       COMB7 Combination         Max       0.000     125.240   2.816E-03      0.0000 
          32     0.50000       COMB7 Combination         Max       0.000      94.902   2.816E-03      0.0000 
          32     1.00000       COMB7 Combination         Max       0.000     105.440   2.816E-03      0.0000 
          32     1.00000       COMB7 Combination         Max       0.000      75.162   2.816E-03      0.0000 
          32     1.25000       COMB7 Combination         Max       0.000      80.431   2.816E-03      0.0000 
          32     1.50000       COMB7 Combination         Max       0.000      85.700   2.816E-03      0.0000 
          32     1.50000       COMB7 Combination         Max       0.000      55.480   2.816E-03      0.0000 
          32     2.00000       COMB7 Combination         Max       0.000      66.018   2.816E-03      0.0000 
          32     2.00000       COMB7 Combination         Max       0.000      35.842   2.816E-03      0.0000 
          32     2.35000       COMB7 Combination         Max       0.000      43.219   2.816E-03      0.0000 
          32     0.15000       COMB7 Combination         Min       0.000     117.863   2.816E-03      0.0000 
          32     0.50000       COMB7 Combination         Min       0.000     125.240   2.816E-03      0.0000 
          32     0.50000       COMB7 Combination         Min       0.000      94.902   2.816E-03      0.0000 
          32     1.00000       COMB7 Combination         Min       0.000     105.440   2.816E-03      0.0000 
          32     1.00000       COMB7 Combination         Min       0.000      75.162   2.816E-03      0.0000 
          32     1.25000       COMB7 Combination         Min       0.000      80.431   2.816E-03      0.0000 
          32     1.50000       COMB7 Combination         Min       0.000      85.700   2.816E-03      0.0000 
          32     1.50000       COMB7 Combination         Min       0.000      55.480   2.816E-03      0.0000 
          32     2.00000       COMB7 Combination         Min       0.000      66.018   2.816E-03      0.0000 
          32     2.00000       COMB7 Combination         Min       0.000      35.842   2.816E-03      0.0000 
          32     2.35000       COMB7 Combination         Min       0.000      43.219   2.816E-03      0.0000 
          32     0.15000       COMB8 Combination         Max       0.000     143.496   4.275E-03      0.0000 
          32     0.50000       COMB8 Combination         Max       0.000     150.873   4.275E-03      0.0000 
          32     0.50000       COMB8 Combination         Max       0.000     117.919   4.275E-03      0.0000 
          32     1.00000       COMB8 Combination         Max       0.000     128.457   4.275E-03      0.0000 
          32     1.00000       COMB8 Combination         Max       0.000      95.578   4.275E-03      0.0000 
          32     1.25000       COMB8 Combination         Max       0.000     100.846   4.275E-03      0.0000 
          32     1.50000       COMB8 Combination         Max       0.000     106.115   4.275E-03      0.0000 
          32     1.50000       COMB8 Combination         Max       0.000      73.309   4.275E-03      0.0000 
          32     2.00000       COMB8 Combination         Max       0.000      83.847   4.275E-03      0.0000 
          32     2.00000       COMB8 Combination         Max       0.000      51.097   4.275E-03      0.0000 
          32     2.35000       COMB8 Combination         Max       0.000      58.473   4.275E-03      0.0000 
          32     0.15000       COMB8 Combination         Min       0.000     143.496   4.275E-03      0.0000 
          32     0.50000       COMB8 Combination         Min       0.000     150.873   4.275E-03      0.0000 
          32     0.50000       COMB8 Combination         Min       0.000     117.919   4.275E-03      0.0000 
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          32     1.00000       COMB8 Combination         Min       0.000     128.457   4.275E-03      0.0000 
          32     1.00000       COMB8 Combination         Min       0.000      95.578   4.275E-03      0.0000 
          32     1.25000       COMB8 Combination         Min       0.000     100.846   4.275E-03      0.0000 
          32     1.50000       COMB8 Combination         Min       0.000     106.115   4.275E-03      0.0000 
          32     1.50000       COMB8 Combination         Min       0.000      73.309   4.275E-03      0.0000 
          32     2.00000       COMB8 Combination         Min       0.000      83.847   4.275E-03      0.0000 
          32     2.00000       COMB8 Combination         Min       0.000      51.097   4.275E-03      0.0000 
          32     2.35000       COMB8 Combination         Min       0.000      58.473   4.275E-03      0.0000 
          32     0.15000       COMB9 Combination         Max       0.000     111.193   1.466E-03      0.0000 
          32     0.50000       COMB9 Combination         Max       0.000     118.569   1.466E-03      0.0000 
          32     0.50000       COMB9 Combination         Max       0.000      88.878   1.466E-03      0.0000 
          32     1.00000       COMB9 Combination         Max       0.000      99.415   1.466E-03      0.0000 
          32     1.00000       COMB9 Combination         Max       0.000      69.780   1.466E-03      0.0000 
          32     1.25000       COMB9 Combination         Max       0.000      75.049   1.466E-03      0.0000 
          32     1.50000       COMB9 Combination         Max       0.000      80.318   1.466E-03      0.0000 
          32     1.50000       COMB9 Combination         Max       0.000      50.737   1.466E-03      0.0000 
          32     2.00000       COMB9 Combination         Max       0.000      61.274   1.466E-03      0.0000 
          32     2.00000       COMB9 Combination         Max       0.000      31.734   1.466E-03      0.0000 
          32     2.35000       COMB9 Combination         Max       0.000      39.111   1.466E-03      0.0000 
          32     0.15000       COMB9 Combination         Min       0.000     111.193   1.466E-03      0.0000 
          32     0.50000       COMB9 Combination         Min       0.000     118.569   1.466E-03      0.0000 
          32     0.50000       COMB9 Combination         Min       0.000      88.878   1.466E-03      0.0000 
          32     1.00000       COMB9 Combination         Min       0.000      99.415   1.466E-03      0.0000 
          32     1.00000       COMB9 Combination         Min       0.000      69.780   1.466E-03      0.0000 
          32     1.25000       COMB9 Combination         Min       0.000      75.049   1.466E-03      0.0000 
          32     1.50000       COMB9 Combination         Min       0.000      80.318   1.466E-03      0.0000 
          32     1.50000       COMB9 Combination         Min       0.000      50.737   1.466E-03      0.0000 
          32     2.00000       COMB9 Combination         Min       0.000      61.274   1.466E-03      0.0000 
          32     2.00000       COMB9 Combination         Min       0.000      31.734   1.466E-03      0.0000 
          32     2.35000       COMB9 Combination         Min       0.000      39.111   1.466E-03      0.0000 
          32     0.15000      COMB10 Combination         Max       0.000     114.883      -0.040      0.0000 
          32     0.50000      COMB10 Combination         Max       0.000     122.259      -0.040      0.0000 
          32     0.50000      COMB10 Combination         Max       0.000      92.527      -0.040      0.0000 
          32     1.00000      COMB10 Combination         Max       0.000     103.064      -0.040      0.0000 
          32     1.00000      COMB10 Combination         Max       0.000      73.390      -0.040      0.0000 
          32     1.25000      COMB10 Combination         Max       0.000      78.659      -0.040      0.0000 
          32     1.50000      COMB10 Combination         Max       0.000      83.928      -0.040      0.0000 
          32     1.50000      COMB10 Combination         Max       0.000      54.311      -0.040      0.0000 
          32     2.00000      COMB10 Combination         Max       0.000      64.849      -0.040      0.0000 
          32     2.00000      COMB10 Combination         Max       0.000      35.275      -0.040      0.0000 
          32     2.35000      COMB10 Combination         Max       0.000      42.651      -0.040      0.0000 
          32     0.15000      COMB10 Combination         Min       0.000     114.883      -0.040      0.0000 
          32     0.50000      COMB10 Combination         Min       0.000     122.259      -0.040      0.0000 
          32     0.50000      COMB10 Combination         Min       0.000      92.527      -0.040      0.0000 
          32     1.00000      COMB10 Combination         Min       0.000     103.064      -0.040      0.0000 
          32     1.00000      COMB10 Combination         Min       0.000      73.390      -0.040      0.0000 
          32     1.25000      COMB10 Combination         Min       0.000      78.659      -0.040      0.0000 
          32     1.50000      COMB10 Combination         Min       0.000      83.928      -0.040      0.0000 
          32     1.50000      COMB10 Combination         Min       0.000      54.311      -0.040      0.0000 
          32     2.00000      COMB10 Combination         Min       0.000      64.849      -0.040      0.0000 
          32     2.00000      COMB10 Combination         Min       0.000      35.275      -0.040      0.0000 
          32     2.35000      COMB10 Combination         Min       0.000      42.651      -0.040      0.0000 
          32     0.15000      COMB11 Combination         Max       0.000     136.826   2.925E-03      0.0000 
          32     0.50000      COMB11 Combination         Max       0.000     144.202   2.925E-03      0.0000 
          32     0.50000      COMB11 Combination         Max       0.000     111.895   2.925E-03      0.0000 
          32     1.00000      COMB11 Combination         Max       0.000     122.432   2.925E-03      0.0000 
          32     1.00000      COMB11 Combination         Max       0.000      90.196   2.925E-03      0.0000 
          32     1.25000      COMB11 Combination         Max       0.000      95.464   2.925E-03      0.0000 
          32     1.50000      COMB11 Combination         Max       0.000     100.733   2.925E-03      0.0000 
          32     1.50000      COMB11 Combination         Max       0.000      68.566   2.925E-03      0.0000 
          32     2.00000      COMB11 Combination         Max       0.000      79.103   2.925E-03      0.0000 
          32     2.00000      COMB11 Combination         Max       0.000      46.989   2.925E-03      0.0000 
          32     2.35000      COMB11 Combination         Max       0.000      54.365   2.925E-03      0.0000 
          32     0.15000      COMB11 Combination         Min       0.000     136.826   2.925E-03      0.0000 
          32     0.50000      COMB11 Combination         Min       0.000     144.202   2.925E-03      0.0000 
          32     0.50000      COMB11 Combination         Min       0.000     111.895   2.925E-03      0.0000 
          32     1.00000      COMB11 Combination         Min       0.000     122.432   2.925E-03      0.0000 
          32     1.00000      COMB11 Combination         Min       0.000      90.196   2.925E-03      0.0000 
          32     1.25000      COMB11 Combination         Min       0.000      95.464   2.925E-03      0.0000 
          32     1.50000      COMB11 Combination         Min       0.000     100.733   2.925E-03      0.0000 
          32     1.50000      COMB11 Combination         Min       0.000      68.566   2.925E-03      0.0000 
          32     2.00000      COMB11 Combination         Min       0.000      79.103   2.925E-03      0.0000 
          32     2.00000      COMB11 Combination         Min       0.000      46.989   2.925E-03      0.0000 
          32     2.35000      COMB11 Combination         Min       0.000      54.365   2.925E-03      0.0000 
          32     0.15000      COMB12 Combination         Max       0.000     140.516      -0.038      0.0000 
          32     0.50000      COMB12 Combination         Max       0.000     147.892      -0.038      0.0000 
          32     0.50000      COMB12 Combination         Max       0.000     115.544      -0.038      0.0000 
          32     1.00000      COMB12 Combination         Max       0.000     126.081      -0.038      0.0000 
          32     1.00000      COMB12 Combination         Max       0.000      93.806      -0.038      0.0000 
          32     1.25000      COMB12 Combination         Max       0.000      99.075      -0.038      0.0000 
          32     1.50000      COMB12 Combination         Max       0.000     104.343      -0.038      0.0000 
          32     1.50000      COMB12 Combination         Max       0.000      72.140      -0.038      0.0000 
          32     2.00000      COMB12 Combination         Max       0.000      82.677      -0.038      0.0000 
          32     2.00000      COMB12 Combination         Max       0.000      50.529      -0.038      0.0000 
          32     2.35000      COMB12 Combination         Max       0.000      57.905      -0.038      0.0000 
          32     0.15000      COMB12 Combination         Min       0.000     140.516      -0.038      0.0000 
          32     0.50000      COMB12 Combination         Min       0.000     147.892      -0.038      0.0000 
          32     0.50000      COMB12 Combination         Min       0.000     115.544      -0.038      0.0000 
          32     1.00000      COMB12 Combination         Min       0.000     126.081      -0.038      0.0000 
          32     1.00000      COMB12 Combination         Min       0.000      93.806      -0.038      0.0000 
          32     1.25000      COMB12 Combination         Min       0.000      99.075      -0.038      0.0000 
          32     1.50000      COMB12 Combination         Min       0.000     104.343      -0.038      0.0000 
          32     1.50000      COMB12 Combination         Min       0.000      72.140      -0.038      0.0000 
          32     2.00000      COMB12 Combination         Min       0.000      82.677      -0.038      0.0000 
          32     2.00000      COMB12 Combination         Min       0.000      50.529      -0.038      0.0000 
          32     2.35000      COMB12 Combination         Min       0.000      57.905      -0.038      0.0000 
          32     0.15000      COMB13 Combination         Max       0.646     144.210       0.414      0.0000 
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          32     0.50000      COMB13 Combination         Max       0.646     151.587       0.414      0.0000 
          32     0.50000      COMB13 Combination         Max       0.402     118.663       0.272      0.0000 
          32     1.00000      COMB13 Combination         Max       0.402     129.200       0.272      0.0000 
          32     1.00000      COMB13 Combination         Max   7.945E-07      96.350       0.135      0.0000 
          32     1.25000      COMB13 Combination         Max   7.945E-07     101.619       0.135      0.0000 
          32     1.50000      COMB13 Combination         Max   7.945E-07     106.888       0.135      0.0000 
          32     1.50000      COMB13 Combination         Max       0.402      74.112       0.327      0.0000 
          32     2.00000      COMB13 Combination         Max       0.402      84.649       0.327      0.0000 
          32     2.00000      COMB13 Combination         Max       0.646      51.929       0.431      0.0000 
          32     2.35000      COMB13 Combination         Max       0.646      59.305       0.431      0.0000 
          32     0.15000      COMB13 Combination         Min      -0.646     128.868      -0.405      0.0000 
          32     0.50000      COMB13 Combination         Min      -0.646     136.244      -0.405      0.0000 
          32     0.50000      COMB13 Combination         Min      -0.402     103.245      -0.263      0.0000 
          32     1.00000      COMB13 Combination         Min      -0.402     113.782      -0.263      0.0000 
          32     1.00000      COMB13 Combination         Min  -7.945E-07      80.848      -0.126      0.0000 
          32     1.25000      COMB13 Combination         Min  -7.945E-07      86.116      -0.126      0.0000 
          32     1.50000      COMB13 Combination         Min  -7.945E-07      91.385      -0.126      0.0000 
          32     1.50000      COMB13 Combination         Min      -0.402      58.513      -0.318      0.0000 
          32     2.00000      COMB13 Combination         Min      -0.402      69.051      -0.318      0.0000 
          32     2.00000      COMB13 Combination         Min      -0.646      36.226      -0.422      0.0000 
          32     2.35000      COMB13 Combination         Min      -0.646      43.602      -0.422      0.0000 
          32     0.15000      COMB14 Combination         Max       0.326     147.959       0.707      0.0000 
          32     0.50000      COMB14 Combination         Max       0.326     155.335       0.707      0.0000 
          32     0.50000      COMB14 Combination         Max       0.203     122.262       0.538      0.0000 
          32     1.00000      COMB14 Combination         Max       0.203     132.800       0.538      0.0000 
          32     1.00000      COMB14 Combination         Max   7.509E-07      99.804       0.168      0.0000 
          32     1.25000      COMB14 Combination         Max   7.509E-07     105.073       0.168      0.0000 
          32     1.50000      COMB14 Combination         Max   7.509E-07     110.341       0.168      0.0000 
          32     1.50000      COMB14 Combination         Max       0.203      77.421       0.389      0.0000 
          32     2.00000      COMB14 Combination         Max       0.203      87.959       0.389      0.0000 
          32     2.00000      COMB14 Combination         Max       0.326      55.097       0.627      0.0000 
          32     2.35000      COMB14 Combination         Max       0.326      62.473       0.627      0.0000 
          32     0.15000      COMB14 Combination         Min      -0.326     125.119      -0.698      0.0000 
          32     0.50000      COMB14 Combination         Min      -0.326     132.495      -0.698      0.0000 
          32     0.50000      COMB14 Combination         Min      -0.203      99.645      -0.529      0.0000 
          32     1.00000      COMB14 Combination         Min      -0.203     110.182      -0.529      0.0000 
          32     1.00000      COMB14 Combination         Min  -7.509E-07      77.394      -0.159      0.0000 
          32     1.25000      COMB14 Combination         Min  -7.509E-07      82.663      -0.159      0.0000 
          32     1.50000      COMB14 Combination         Min  -7.509E-07      87.932      -0.159      0.0000 
          32     1.50000      COMB14 Combination         Min      -0.203      55.204      -0.380      0.0000 
          32     2.00000      COMB14 Combination         Min      -0.203      65.741      -0.380      0.0000 
          32     2.00000      COMB14 Combination         Min      -0.326      33.059      -0.618      0.0000 
          32     2.35000      COMB14 Combination         Min      -0.326      40.435      -0.618      0.0000 
          32     0.15000         INV Combination         Max       0.646     147.959       0.707      0.0000 
          32     0.50000         INV Combination         Max       0.646     155.335       0.707      0.0000 
          32     0.50000         INV Combination         Max       0.402     122.262       0.538      0.0000 
          32     1.00000         INV Combination         Max       0.402     132.800       0.538      0.0000 
          32     1.00000         INV Combination         Max   7.945E-07      99.804       0.168      0.0000 
          32     1.25000         INV Combination         Max   7.945E-07     105.073       0.168      0.0000 
          32     1.50000         INV Combination         Max   7.945E-07     110.341       0.168      0.0000 
          32     1.50000         INV Combination         Max       0.402      77.421       0.389      0.0000 
          32     2.00000         INV Combination         Max       0.402      87.959       0.389      0.0000 
          32     2.00000         INV Combination         Max       0.646      55.097       0.627      0.0000 
          32     2.35000         INV Combination         Max       0.646      62.473       0.627      0.0000 
          32     0.15000         INV Combination         Min      -0.646      97.278      -0.698      0.0000 
          32     0.50000         INV Combination         Min      -0.646     104.655      -0.698      0.0000 
          32     0.50000         INV Combination         Min      -0.402      74.946      -0.529      0.0000 
          32     1.00000         INV Combination         Min      -0.402      85.484      -0.529      0.0000 
          32     1.00000         INV Combination         Min  -7.945E-07      55.823      -0.159      0.0000 
          32     1.25000         INV Combination         Min  -7.945E-07      61.092      -0.159      0.0000 
          32     1.50000         INV Combination         Min  -7.945E-07      66.360      -0.159      0.0000 
          32     1.50000         INV Combination         Min      -0.402      36.744      -0.380      0.0000 
          32     2.00000         INV Combination         Min      -0.402      47.281      -0.380      0.0000 
          32     2.00000         INV Combination         Min      -0.646      17.696      -0.618      0.0000 
          32     2.35000         INV Combination         Min      -0.646      25.073      -0.618      0.0000 
          33     0.67500          PP   LinStatic                 -53.010      -0.247      -2.244   4.722E-04 
          33     2.61250          PP   LinStatic                 -48.651      -0.247      -2.244   4.722E-04 
          33     4.55000          PP   LinStatic                 -44.291      -0.247      -2.244   4.722E-04 
          33     0.67500        PERM   LinStatic                 -20.060      -0.015      -3.662      0.0031 
          33     2.61250        PERM   LinStatic                 -20.060      -0.015      -3.662      0.0031 
          33     4.55000        PERM   LinStatic                 -20.060      -0.015      -3.662      0.0031 
          33     0.67500        NEVE   LinStatic                 -13.726      -0.010      -2.505      0.0021 
          33     2.61250        NEVE   LinStatic                 -13.726      -0.010      -2.505      0.0021 
          33     4.55000        NEVE   LinStatic                 -13.726      -0.010      -2.505      0.0021 
          33     0.67500      VENTOX   LinStatic                   3.006      -0.347       0.617  -5.168E-04 
          33     2.61250      VENTOX   LinStatic                   3.006      -0.347       0.617  -5.168E-04 
          33     4.55000      VENTOX   LinStatic                   3.006      -0.347       0.617  -5.168E-04 
          33     0.67500      VENTOY   LinStatic                   4.432      -0.326       6.178      0.0206 
          33     2.61250      VENTOY   LinStatic                   4.432      -0.326       4.628      0.0206 
          33     4.55000      VENTOY   LinStatic                   4.432      -0.326       3.078      0.0206 
          33     0.67500      SISMAX LinRespSpec         Max       6.364       5.913   5.415E-06   8.984E-05 
          33     2.61250      SISMAX LinRespSpec         Max       6.364       5.913   5.415E-06   8.984E-05 
          33     4.55000      SISMAX LinRespSpec         Max       6.364       5.913   5.415E-06   8.984E-05 
          33     0.67500      SISMAY LinRespSpec         Max       2.793       1.084       8.139      0.1486 
          33     2.61250      SISMAY LinRespSpec         Max       2.793       1.084       8.139      0.1486 
          33     4.55000      SISMAY LinRespSpec         Max       2.793       1.084       8.139      0.1486 
          33     0.67500        TERM   LinStatic                  -6.096      -6.048      -1.676   3.767E-04 
          33     2.61250        TERM   LinStatic                  -6.096      -6.048      -1.676   3.767E-04 
          33     4.55000        TERM   LinStatic                  -6.096      -6.048      -1.676   3.767E-04 
          33     0.67500       COMB1 Combination         Max     -79.166      -6.310      -7.582      0.0039 
          33     2.61250       COMB1 Combination         Max     -74.807      -6.310      -7.582      0.0039 
          33     4.55000       COMB1 Combination         Max     -70.448      -6.310      -7.582      0.0039 
          33     0.67500       COMB1 Combination         Min     -79.166      -6.310      -7.582      0.0039 
          33     2.61250       COMB1 Combination         Min     -74.807      -6.310      -7.582      0.0039 
          33     4.55000       COMB1 Combination         Min     -70.448      -6.310      -7.582      0.0039 
          33     0.67500       COMB2 Combination         Max     -92.892      -6.320     -10.087      0.0060 
          33     2.61250       COMB2 Combination         Max     -88.533      -6.320     -10.087      0.0060 
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          33     4.55000       COMB2 Combination         Max     -84.173      -6.320     -10.087      0.0060 
          33     0.67500       COMB2 Combination         Min     -92.892      -6.320     -10.087      0.0060 
          33     2.61250       COMB2 Combination         Min     -88.533      -6.320     -10.087      0.0060 
          33     4.55000       COMB2 Combination         Min     -84.173      -6.320     -10.087      0.0060 
          33     0.67500       COMB3 Combination         Max     -76.160      -6.656      -6.965      0.0034 
          33     2.61250       COMB3 Combination         Max     -71.801      -6.656      -6.965      0.0034 
          33     4.55000       COMB3 Combination         Max     -67.441      -6.656      -6.965      0.0034 
          33     0.67500       COMB3 Combination         Min     -76.160      -6.656      -6.965      0.0034 
          33     2.61250       COMB3 Combination         Min     -71.801      -6.656      -6.965      0.0034 
          33     4.55000       COMB3 Combination         Min     -67.441      -6.656      -6.965      0.0034 
          33     0.67500       COMB4 Combination         Max     -74.735      -6.635      -1.404      0.0245 
          33     2.61250       COMB4 Combination         Max     -70.375      -6.635      -2.954      0.0245 
          33     4.55000       COMB4 Combination         Max     -66.016      -6.635      -4.504      0.0245 
          33     0.67500       COMB4 Combination         Min     -74.735      -6.635      -1.404      0.0245 
          33     2.61250       COMB4 Combination         Min     -70.375      -6.635      -2.954      0.0245 
          33     4.55000       COMB4 Combination         Min     -66.016      -6.635      -4.504      0.0245 
          33     0.67500       COMB5 Combination         Max     -89.886      -6.666      -9.471      0.0055 
          33     2.61250       COMB5 Combination         Max     -85.526      -6.666      -9.471      0.0055 
          33     4.55000       COMB5 Combination         Max     -81.167      -6.666      -9.471      0.0055 
          33     0.67500       COMB5 Combination         Min     -89.886      -6.666      -9.471      0.0055 
          33     2.61250       COMB5 Combination         Min     -85.526      -6.666      -9.471      0.0055 
          33     4.55000       COMB5 Combination         Min     -81.167      -6.666      -9.471      0.0055 
          33     0.67500       COMB6 Combination         Max     -88.460      -6.645      -3.909      0.0266 
          33     2.61250       COMB6 Combination         Max     -84.101      -6.645      -5.459      0.0266 
          33     4.55000       COMB6 Combination         Max     -79.741      -6.645      -7.009      0.0266 
          33     0.67500       COMB6 Combination         Min     -88.460      -6.645      -3.909      0.0266 
          33     2.61250       COMB6 Combination         Min     -84.101      -6.645      -5.459      0.0266 
          33     4.55000       COMB6 Combination         Min     -79.741      -6.645      -7.009      0.0266 
          33     0.67500       COMB7 Combination         Max     -66.974       5.786      -4.229      0.0032 
          33     2.61250       COMB7 Combination         Max     -62.615       5.786      -4.229      0.0032 
          33     4.55000       COMB7 Combination         Max     -58.256       5.786      -4.229      0.0032 
          33     0.67500       COMB7 Combination         Min     -66.974       5.786      -4.229      0.0032 
          33     2.61250       COMB7 Combination         Min     -62.615       5.786      -4.229      0.0032 
          33     4.55000       COMB7 Combination         Min     -58.256       5.786      -4.229      0.0032 
          33     0.67500       COMB8 Combination         Max     -80.700       5.776      -6.735      0.0052 
          33     2.61250       COMB8 Combination         Max     -76.341       5.776      -6.735      0.0052 
          33     4.55000       COMB8 Combination         Max     -71.981       5.776      -6.735      0.0052 
          33     0.67500       COMB8 Combination         Min     -80.700       5.776      -6.735      0.0052 
          33     2.61250       COMB8 Combination         Min     -76.341       5.776      -6.735      0.0052 
          33     4.55000       COMB8 Combination         Min     -71.981       5.776      -6.735      0.0052 
          33     0.67500       COMB9 Combination         Max     -63.968       5.440      -3.612      0.0026 
          33     2.61250       COMB9 Combination         Max     -59.609       5.440      -3.612      0.0026 
          33     4.55000       COMB9 Combination         Max     -55.250       5.440      -3.612      0.0026 
          33     0.67500       COMB9 Combination         Min     -63.968       5.440      -3.612      0.0026 
          33     2.61250       COMB9 Combination         Min     -59.609       5.440      -3.612      0.0026 
          33     4.55000       COMB9 Combination         Min     -55.250       5.440      -3.612      0.0026 
          33     0.67500      COMB10 Combination         Max     -62.543       5.460       1.949      0.0237 
          33     2.61250      COMB10 Combination         Max     -58.183       5.460       0.399      0.0237 
          33     4.55000      COMB10 Combination         Max     -53.824       5.460      -1.151      0.0237 
          33     0.67500      COMB10 Combination         Min     -62.543       5.460       1.949      0.0237 
          33     2.61250      COMB10 Combination         Min     -58.183       5.460       0.399      0.0237 
          33     4.55000      COMB10 Combination         Min     -53.824       5.460      -1.151      0.0237 
          33     0.67500      COMB11 Combination         Max     -77.694       5.430      -6.118      0.0047 
          33     2.61250      COMB11 Combination         Max     -73.334       5.430      -6.118      0.0047 
          33     4.55000      COMB11 Combination         Max     -68.975       5.430      -6.118      0.0047 
          33     0.67500      COMB11 Combination         Min     -77.694       5.430      -6.118      0.0047 
          33     2.61250      COMB11 Combination         Min     -73.334       5.430      -6.118      0.0047 
          33     4.55000      COMB11 Combination         Min     -68.975       5.430      -6.118      0.0047 
          33     0.67500      COMB12 Combination         Max     -76.268       5.450      -0.556      0.0258 
          33     2.61250      COMB12 Combination         Max     -71.909       5.450      -2.106      0.0258 
          33     4.55000      COMB12 Combination         Max     -67.550       5.450      -3.656      0.0258 
          33     0.67500      COMB12 Combination         Min     -76.268       5.450      -0.556      0.0258 
          33     2.61250      COMB12 Combination         Min     -71.909       5.450      -2.106      0.0258 
          33     4.55000      COMB12 Combination         Min     -67.550       5.450      -3.656      0.0258 
          33     0.67500      COMB13 Combination         Max     -80.432       5.641      -8.411      0.0057 
          33     2.61250      COMB13 Combination         Max     -76.072       5.641      -8.411      0.0057 
          33     4.55000      COMB13 Combination         Max     -71.713       5.641      -8.411      0.0057 
          33     0.67500      COMB13 Combination         Min     -93.160      -6.185      -8.411      0.0055 
          33     2.61250      COMB13 Combination         Min     -88.801      -6.185      -8.411      0.0055 
          33     4.55000      COMB13 Combination         Min     -84.442      -6.185      -8.411      0.0055 
          33     0.67500      COMB14 Combination         Max     -84.003       0.812      -0.272      0.1542 
          33     2.61250      COMB14 Combination         Max     -79.644       0.812      -0.272      0.1542 
          33     4.55000      COMB14 Combination         Max     -75.284       0.812      -0.272      0.1542 
          33     0.67500      COMB14 Combination         Min     -89.589      -1.356     -16.550     -0.1430 
          33     2.61250      COMB14 Combination         Min     -85.229      -1.356     -16.550     -0.1430 
          33     4.55000      COMB14 Combination         Min     -80.870      -1.356     -16.550     -0.1430 
          33     0.67500         INV Combination         Max     -62.543       5.786       1.949      0.1542 
          33     2.61250         INV Combination         Max     -58.183       5.786       0.399      0.1542 
          33     4.55000         INV Combination         Max     -53.824       5.786      -0.272      0.1542 
          33     0.67500         INV Combination         Min     -93.160      -6.666     -16.550     -0.1430 
          33     2.61250         INV Combination         Min     -88.801      -6.666     -16.550     -0.1430 
          33     4.55000         INV Combination         Min     -84.442      -6.666     -16.550     -0.1430 
          34     0.67500          PP   LinStatic                 -53.770      -0.420       0.046   4.676E-05 
          34     2.66250          PP   LinStatic                 -51.086      -0.420       0.046   4.676E-05 
          34     4.65000          PP   LinStatic                 -48.403      -0.420       0.046   4.676E-05 
          34     0.67500        PERM   LinStatic                 -12.417      -0.939       0.047   6.875E-04 
          34     2.66250        PERM   LinStatic                 -12.417      -0.939       0.047   6.875E-04 
          34     4.65000        PERM   LinStatic                 -12.417      -0.939       0.047   6.875E-04 
          34     0.67500        NEVE   LinStatic                  -8.496      -0.642       0.032   4.704E-04 
          34     2.66250        NEVE   LinStatic                  -8.496      -0.642       0.032   4.704E-04 
          34     4.65000        NEVE   LinStatic                  -8.496      -0.642       0.032   4.704E-04 
          34     0.67500      VENTOX   LinStatic                   2.135       0.158       0.198  -1.162E-04 
          34     2.66250      VENTOX   LinStatic                   2.135       0.158       0.198  -1.162E-04 
          34     4.65000      VENTOX   LinStatic                   2.135       0.158       0.198  -1.162E-04 
          34     0.67500      VENTOY   LinStatic                   2.604       4.101       0.184      0.0049 
          34     2.66250      VENTOY   LinStatic                   2.604       0.921       0.184      0.0049 
          34     4.65000      VENTOY   LinStatic                   2.604      -2.259       0.184      0.0049 
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          34     0.67500      SISMAX LinRespSpec         Max       0.712   2.533E-06       3.483   1.938E-05 
          34     2.66250      SISMAX LinRespSpec         Max       0.712   2.533E-06       3.483   1.938E-05 
          34     4.65000      SISMAX LinRespSpec         Max       0.712   2.533E-06       3.483   1.938E-05 
          34     0.67500      SISMAY LinRespSpec         Max       1.585       1.570       0.634      0.0484 
          34     2.66250      SISMAY LinRespSpec         Max       1.585       1.570       0.634      0.0484 
          34     4.65000      SISMAY LinRespSpec         Max       1.585       1.570       0.634      0.0484 
          34     0.67500        TERM   LinStatic                   1.483      -0.328       2.940   3.870E-05 
          34     2.66250        TERM   LinStatic                   1.483      -0.328       2.940   3.870E-05 
          34     4.65000        TERM   LinStatic                   1.483      -0.328       2.940   3.870E-05 
          34     0.67500       COMB1 Combination         Max     -64.703      -1.687       3.032   7.729E-04 
          34     2.66250       COMB1 Combination         Max     -62.020      -1.687       3.032   7.729E-04 
          34     4.65000       COMB1 Combination         Max     -59.337      -1.687       3.032   7.729E-04 
          34     0.67500       COMB1 Combination         Min     -64.703      -1.687       3.032   7.729E-04 
          34     2.66250       COMB1 Combination         Min     -62.020      -1.687       3.032   7.729E-04 
          34     4.65000       COMB1 Combination         Min     -59.337      -1.687       3.032   7.729E-04 
          34     0.67500       COMB2 Combination         Max     -73.199      -2.329       3.064      0.0012 
          34     2.66250       COMB2 Combination         Max     -70.516      -2.329       3.064      0.0012 
          34     4.65000       COMB2 Combination         Max     -67.833      -2.329       3.064      0.0012 
          34     0.67500       COMB2 Combination         Min     -73.199      -2.329       3.064      0.0012 
          34     2.66250       COMB2 Combination         Min     -70.516      -2.329       3.064      0.0012 
          34     4.65000       COMB2 Combination         Min     -67.833      -2.329       3.064      0.0012 
          34     0.67500       COMB3 Combination         Max     -62.569      -1.529       3.230   6.568E-04 
          34     2.66250       COMB3 Combination         Max     -59.886      -1.529       3.230   6.568E-04 
          34     4.65000       COMB3 Combination         Max     -57.203      -1.529       3.230   6.568E-04 
          34     0.67500       COMB3 Combination         Min     -62.569      -1.529       3.230   6.568E-04 
          34     2.66250       COMB3 Combination         Min     -59.886      -1.529       3.230   6.568E-04 
          34     4.65000       COMB3 Combination         Min     -57.203      -1.529       3.230   6.568E-04 
          34     0.67500       COMB4 Combination         Max     -62.100       2.414       3.216      0.0057 
          34     2.66250       COMB4 Combination         Max     -59.417      -0.766       3.216      0.0057 
          34     4.65000       COMB4 Combination         Max     -56.733      -3.946       3.216      0.0057 
          34     0.67500       COMB4 Combination         Min     -62.100       2.414       3.216      0.0057 
          34     2.66250       COMB4 Combination         Min     -59.417      -0.766       3.216      0.0057 
          34     4.65000       COMB4 Combination         Min     -56.733      -3.946       3.216      0.0057 
          34     0.67500       COMB5 Combination         Max     -71.064      -2.171       3.262      0.0011 
          34     2.66250       COMB5 Combination         Max     -68.381      -2.171       3.262      0.0011 
          34     4.65000       COMB5 Combination         Max     -65.698      -2.171       3.262      0.0011 
          34     0.67500       COMB5 Combination         Min     -71.064      -2.171       3.262      0.0011 
          34     2.66250       COMB5 Combination         Min     -68.381      -2.171       3.262      0.0011 
          34     4.65000       COMB5 Combination         Min     -65.698      -2.171       3.262      0.0011 
          34     0.67500       COMB6 Combination         Max     -70.595       1.772       3.248      0.0062 
          34     2.66250       COMB6 Combination         Max     -67.912      -1.408       3.248      0.0062 
          34     4.65000       COMB6 Combination         Max     -65.229      -4.588       3.248      0.0062 
          34     0.67500       COMB6 Combination         Min     -70.595       1.772       3.248      0.0062 
          34     2.66250       COMB6 Combination         Min     -67.912      -1.408       3.248      0.0062 
          34     4.65000       COMB6 Combination         Min     -65.229      -4.588       3.248      0.0062 
          34     0.67500       COMB7 Combination         Max     -67.669      -1.030      -2.847   6.955E-04 
          34     2.66250       COMB7 Combination         Max     -64.986      -1.030      -2.847   6.955E-04 
          34     4.65000       COMB7 Combination         Max     -62.303      -1.030      -2.847   6.955E-04 
          34     0.67500       COMB7 Combination         Min     -67.669      -1.030      -2.847   6.955E-04 
          34     2.66250       COMB7 Combination         Min     -64.986      -1.030      -2.847   6.955E-04 
          34     4.65000       COMB7 Combination         Min     -62.303      -1.030      -2.847   6.955E-04 
          34     0.67500       COMB8 Combination         Max     -76.165      -1.672      -2.815      0.0012 
          34     2.66250       COMB8 Combination         Max     -73.482      -1.672      -2.815      0.0012 
          34     4.65000       COMB8 Combination         Max     -70.798      -1.672      -2.815      0.0012 
          34     0.67500       COMB8 Combination         Min     -76.165      -1.672      -2.815      0.0012 
          34     2.66250       COMB8 Combination         Min     -73.482      -1.672      -2.815      0.0012 
          34     4.65000       COMB8 Combination         Min     -70.798      -1.672      -2.815      0.0012 
          34     0.67500       COMB9 Combination         Max     -65.534      -0.872      -2.649   5.794E-04 
          34     2.66250       COMB9 Combination         Max     -62.851      -0.872      -2.649   5.794E-04 
          34     4.65000       COMB9 Combination         Max     -60.168      -0.872      -2.649   5.794E-04 
          34     0.67500       COMB9 Combination         Min     -65.534      -0.872      -2.649   5.794E-04 
          34     2.66250       COMB9 Combination         Min     -62.851      -0.872      -2.649   5.794E-04 
          34     4.65000       COMB9 Combination         Min     -60.168      -0.872      -2.649   5.794E-04 
          34     0.67500      COMB10 Combination         Max     -65.065       3.071      -2.663      0.0056 
          34     2.66250      COMB10 Combination         Max     -62.382      -0.109      -2.663      0.0056 
          34     4.65000      COMB10 Combination         Max     -59.699      -3.289      -2.663      0.0056 
          34     0.67500      COMB10 Combination         Min     -65.065       3.071      -2.663      0.0056 
          34     2.66250      COMB10 Combination         Min     -62.382      -0.109      -2.663      0.0056 
          34     4.65000      COMB10 Combination         Min     -59.699      -3.289      -2.663      0.0056 
          34     0.67500      COMB11 Combination         Max     -74.030      -1.514      -2.617      0.0010 
          34     2.66250      COMB11 Combination         Max     -71.347      -1.514      -2.617      0.0010 
          34     4.65000      COMB11 Combination         Max     -68.664      -1.514      -2.617      0.0010 
          34     0.67500      COMB11 Combination         Min     -74.030      -1.514      -2.617      0.0010 
          34     2.66250      COMB11 Combination         Min     -71.347      -1.514      -2.617      0.0010 
          34     4.65000      COMB11 Combination         Min     -68.664      -1.514      -2.617      0.0010 
          34     0.67500      COMB12 Combination         Max     -73.561       2.429      -2.631      0.0061 
          34     2.66250      COMB12 Combination         Max     -70.878      -0.751      -2.631      0.0061 
          34     4.65000      COMB12 Combination         Max     -68.195      -3.931      -2.631      0.0061 
          34     0.67500      COMB12 Combination         Min     -73.561       2.429      -2.631      0.0061 
          34     2.66250      COMB12 Combination         Min     -70.878      -0.751      -2.631      0.0061 
          34     4.65000      COMB12 Combination         Min     -68.195      -3.931      -2.631      0.0061 
          34     0.67500      COMB13 Combination         Max     -73.970      -2.000       3.608      0.0012 
          34     2.66250      COMB13 Combination         Max     -71.287      -2.000       3.608      0.0012 
          34     4.65000      COMB13 Combination         Max     -68.604      -2.000       3.608      0.0012 
          34     0.67500      COMB13 Combination         Min     -75.394      -2.000      -3.358      0.0012 
          34     2.66250      COMB13 Combination         Min     -72.711      -2.000      -3.358      0.0012 
          34     4.65000      COMB13 Combination         Min     -70.027      -2.000      -3.358      0.0012 
          34     0.67500      COMB14 Combination         Max     -73.097      -0.430       0.759      0.0496 
          34     2.66250      COMB14 Combination         Max     -70.414      -0.430       0.759      0.0496 
          34     4.65000      COMB14 Combination         Max     -67.731      -0.430       0.759      0.0496 
          34     0.67500      COMB14 Combination         Min     -76.266      -3.571      -0.510     -0.0472 
          34     2.66250      COMB14 Combination         Min     -73.583      -3.571      -0.510     -0.0472 
          34     4.65000      COMB14 Combination         Min     -70.900      -3.571      -0.510     -0.0472 
          34     0.67500         INV Combination         Max     -62.100       3.071       3.608      0.0496 
          34     2.66250         INV Combination         Max     -59.417      -0.109       3.608      0.0496 
          34     4.65000         INV Combination         Max     -56.733      -0.430       3.608      0.0496 
          34     0.67500         INV Combination         Min     -76.266      -3.571      -3.358     -0.0472 
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          34     2.66250         INV Combination         Min     -73.583      -3.571      -3.358     -0.0472 
          34     4.65000         INV Combination         Min     -70.900      -4.588      -3.358     -0.0472 
          35     0.67500          PP   LinStatic                 -87.154      -2.199   7.450E-03   5.595E-07 
          35     2.61250          PP   LinStatic                 -82.795      -2.199   7.450E-03   5.595E-07 
          35     4.55000          PP   LinStatic                 -78.435      -2.199   7.450E-03   5.595E-07 
          35     0.67500        PERM   LinStatic                 -30.094      -6.274       0.058      0.0012 
          35     2.61250        PERM   LinStatic                 -30.094      -6.274       0.058      0.0012 
          35     4.55000        PERM   LinStatic                 -30.094      -6.274       0.058      0.0012 
          35     0.67500        NEVE   LinStatic                 -20.590      -4.293       0.040   8.552E-04 
          35     2.61250        NEVE   LinStatic                 -20.590      -4.293       0.040   8.552E-04 
          35     4.55000        NEVE   LinStatic                 -20.590      -4.293       0.040   8.552E-04 
          35     0.67500      VENTOX   LinStatic                   5.126       1.057       0.344  -2.091E-04 
          35     2.61250      VENTOX   LinStatic                   5.126       1.057       0.344  -2.091E-04 
          35     4.55000      VENTOX   LinStatic                   5.126       1.057       0.344  -2.091E-04 
          35     0.67500      VENTOY   LinStatic                   5.971       8.283       0.320      0.0042 
          35     2.61250      VENTOY   LinStatic                   5.971       5.183       0.320      0.0042 
          35     4.55000      VENTOY   LinStatic                   5.971       2.083       0.320      0.0042 
          35     0.67500      SISMAX LinRespSpec         Max       0.942   1.277E-05       5.999   5.660E-05 
          35     2.61250      SISMAX LinRespSpec         Max       0.942   1.277E-05       5.999   5.660E-05 
          35     4.55000      SISMAX LinRespSpec         Max       0.942   1.277E-05       5.999   5.660E-05 
          35     0.67500      SISMAY LinRespSpec         Max       2.999       7.843       1.092      0.1569 
          35     2.61250      SISMAY LinRespSpec         Max       2.999       7.843       1.092      0.1569 
          35     4.55000      SISMAY LinRespSpec         Max       2.999       7.843       1.092      0.1569 
          35     0.67500        TERM   LinStatic                   1.984      -1.652       3.993   5.268E-06 
          35     2.61250        TERM   LinStatic                   1.984      -1.652       3.993   5.268E-06 
          35     4.55000        TERM   LinStatic                   1.984      -1.652       3.993   5.268E-06 
          35     0.67500       COMB1 Combination         Max    -115.264     -10.126       4.059      0.0013 
          35     2.61250       COMB1 Combination         Max    -110.904     -10.126       4.059      0.0013 
          35     4.55000       COMB1 Combination         Max    -106.545     -10.126       4.059      0.0013 
          35     0.67500       COMB1 Combination         Min    -115.264     -10.126       4.059      0.0013 
          35     2.61250       COMB1 Combination         Min    -110.904     -10.126       4.059      0.0013 
          35     4.55000       COMB1 Combination         Min    -106.545     -10.126       4.059      0.0013 
          35     0.67500       COMB2 Combination         Max    -135.854     -14.419       4.099      0.0021 
          35     2.61250       COMB2 Combination         Max    -131.495     -14.419       4.099      0.0021 
          35     4.55000       COMB2 Combination         Max    -127.135     -14.419       4.099      0.0021 
          35     0.67500       COMB2 Combination         Min    -135.854     -14.419       4.099      0.0021 
          35     2.61250       COMB2 Combination         Min    -131.495     -14.419       4.099      0.0021 
          35     4.55000       COMB2 Combination         Min    -127.135     -14.419       4.099      0.0021 
          35     0.67500       COMB3 Combination         Max    -110.138      -9.069       4.403      0.0010 
          35     2.61250       COMB3 Combination         Max    -105.779      -9.069       4.403      0.0010 
          35     4.55000       COMB3 Combination         Max    -101.419      -9.069       4.403      0.0010 
          35     0.67500       COMB3 Combination         Min    -110.138      -9.069       4.403      0.0010 
          35     2.61250       COMB3 Combination         Min    -105.779      -9.069       4.403      0.0010 
          35     4.55000       COMB3 Combination         Min    -101.419      -9.069       4.403      0.0010 
          35     0.67500       COMB4 Combination         Max    -109.292      -1.843       4.378      0.0054 
          35     2.61250       COMB4 Combination         Max    -104.933      -4.943       4.378      0.0054 
          35     4.55000       COMB4 Combination         Max    -100.574      -8.043       4.378      0.0054 
          35     0.67500       COMB4 Combination         Min    -109.292      -1.843       4.378      0.0054 
          35     2.61250       COMB4 Combination         Min    -104.933      -4.943       4.378      0.0054 
          35     4.55000       COMB4 Combination         Min    -100.574      -8.043       4.378      0.0054 
          35     0.67500       COMB5 Combination         Max    -130.728     -13.362       4.443      0.0019 
          35     2.61250       COMB5 Combination         Max    -126.369     -13.362       4.443      0.0019 
          35     4.55000       COMB5 Combination         Max    -122.010     -13.362       4.443      0.0019 
          35     0.67500       COMB5 Combination         Min    -130.728     -13.362       4.443      0.0019 
          35     2.61250       COMB5 Combination         Min    -126.369     -13.362       4.443      0.0019 
          35     4.55000       COMB5 Combination         Min    -122.010     -13.362       4.443      0.0019 
          35     0.67500       COMB6 Combination         Max    -129.883      -6.136       4.418      0.0063 
          35     2.61250       COMB6 Combination         Max    -125.524      -9.236       4.418      0.0063 
          35     4.55000       COMB6 Combination         Max    -121.164     -12.336       4.418      0.0063 
          35     0.67500       COMB6 Combination         Min    -129.883      -6.136       4.418      0.0063 
          35     2.61250       COMB6 Combination         Min    -125.524      -9.236       4.418      0.0063 
          35     4.55000       COMB6 Combination         Min    -121.164     -12.336       4.418      0.0063 
          35     0.67500       COMB7 Combination         Max    -119.232      -6.821      -3.927      0.0012 
          35     2.61250       COMB7 Combination         Max    -114.873      -6.821      -3.927      0.0012 
          35     4.55000       COMB7 Combination         Max    -110.513      -6.821      -3.927      0.0012 
          35     0.67500       COMB7 Combination         Min    -119.232      -6.821      -3.927      0.0012 
          35     2.61250       COMB7 Combination         Min    -114.873      -6.821      -3.927      0.0012 
          35     4.55000       COMB7 Combination         Min    -110.513      -6.821      -3.927      0.0012 
          35     0.67500       COMB8 Combination         Max    -139.822     -11.114      -3.887      0.0021 
          35     2.61250       COMB8 Combination         Max    -135.463     -11.114      -3.887      0.0021 
          35     4.55000       COMB8 Combination         Max    -131.104     -11.114      -3.887      0.0021 
          35     0.67500       COMB8 Combination         Min    -139.822     -11.114      -3.887      0.0021 
          35     2.61250       COMB8 Combination         Min    -135.463     -11.114      -3.887      0.0021 
          35     4.55000       COMB8 Combination         Min    -131.104     -11.114      -3.887      0.0021 
          35     0.67500       COMB9 Combination         Max    -114.106      -5.764      -3.583      0.0010 
          35     2.61250       COMB9 Combination         Max    -109.747      -5.764      -3.583      0.0010 
          35     4.55000       COMB9 Combination         Max    -105.387      -5.764      -3.583      0.0010 
          35     0.67500       COMB9 Combination         Min    -114.106      -5.764      -3.583      0.0010 
          35     2.61250       COMB9 Combination         Min    -109.747      -5.764      -3.583      0.0010 
          35     4.55000       COMB9 Combination         Min    -105.387      -5.764      -3.583      0.0010 
          35     0.67500      COMB10 Combination         Max    -113.261       1.462      -3.608      0.0054 
          35     2.61250      COMB10 Combination         Max    -108.901      -1.638      -3.608      0.0054 
          35     4.55000      COMB10 Combination         Max    -104.542      -4.738      -3.608      0.0054 
          35     0.67500      COMB10 Combination         Min    -113.261       1.462      -3.608      0.0054 
          35     2.61250      COMB10 Combination         Min    -108.901      -1.638      -3.608      0.0054 
          35     4.55000      COMB10 Combination         Min    -104.542      -4.738      -3.608      0.0054 
          35     0.67500      COMB11 Combination         Max    -134.697     -10.057      -3.543      0.0019 
          35     2.61250      COMB11 Combination         Max    -130.337     -10.057      -3.543      0.0019 
          35     4.55000      COMB11 Combination         Max    -125.978     -10.057      -3.543      0.0019 
          35     0.67500      COMB11 Combination         Min    -134.697     -10.057      -3.543      0.0019 
          35     2.61250      COMB11 Combination         Min    -130.337     -10.057      -3.543      0.0019 
          35     4.55000      COMB11 Combination         Min    -125.978     -10.057      -3.543      0.0019 
          35     0.67500      COMB12 Combination         Max    -133.851      -2.831      -3.568      0.0063 
          35     2.61250      COMB12 Combination         Max    -129.492      -5.931      -3.568      0.0063 
          35     4.55000      COMB12 Combination         Max    -125.132      -9.031      -3.568      0.0063 
          35     0.67500      COMB12 Combination         Min    -133.851      -2.831      -3.568      0.0063 
          35     2.61250      COMB12 Combination         Min    -129.492      -5.931      -3.568      0.0063 
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          35     4.55000      COMB12 Combination         Min    -125.132      -9.031      -3.568      0.0063 
          35     0.67500      COMB13 Combination         Max    -136.896     -12.767       6.104      0.0022 
          35     2.61250      COMB13 Combination         Max    -132.537     -12.767       6.104      0.0022 
          35     4.55000      COMB13 Combination         Max    -128.177     -12.767       6.104      0.0022 
          35     0.67500      COMB13 Combination         Min    -138.780     -12.767      -5.893      0.0020 
          35     2.61250      COMB13 Combination         Min    -134.421     -12.767      -5.893      0.0020 
          35     4.55000      COMB13 Combination         Min    -130.062     -12.767      -5.893      0.0020 
          35     0.67500      COMB14 Combination         Max    -134.839      -4.923       1.198      0.1590 
          35     2.61250      COMB14 Combination         Max    -130.480      -4.923       1.198      0.1590 
          35     4.55000      COMB14 Combination         Max    -126.120      -4.923       1.198      0.1590 
          35     0.67500      COMB14 Combination         Min    -140.838     -20.610      -0.987     -0.1548 
          35     2.61250      COMB14 Combination         Min    -136.478     -20.610      -0.987     -0.1548 
          35     4.55000      COMB14 Combination         Min    -132.119     -20.610      -0.987     -0.1548 
          35     0.67500         INV Combination         Max    -109.292       1.462       6.104      0.1590 
          35     2.61250         INV Combination         Max    -104.933      -1.638       6.104      0.1590 
          35     4.55000         INV Combination         Max    -100.574      -4.738       6.104      0.1590 
          35     0.67500         INV Combination         Min    -140.838     -20.610      -5.893     -0.1548 
          35     2.61250         INV Combination         Min    -136.478     -20.610      -5.893     -0.1548 
          35     4.55000         INV Combination         Min    -132.119     -20.610      -5.893     -0.1548 
          36     0.67500          PP   LinStatic                 -55.452      -0.415   1.167E-03  -8.904E-06 
          36     2.66250          PP   LinStatic                 -52.769      -0.415   1.167E-03  -8.904E-06 
          36     4.65000          PP   LinStatic                 -50.086      -0.415   1.167E-03  -8.904E-06 
          36     0.67500        PERM   LinStatic                 -16.699      -1.209       0.022   1.222E-04 
          36     2.66250        PERM   LinStatic                 -16.699      -1.209       0.022   1.222E-04 
          36     4.65000        PERM   LinStatic                 -16.699      -1.209       0.022   1.222E-04 
          36     0.67500        NEVE   LinStatic                 -11.426      -0.827       0.015   8.363E-05 
          36     2.66250        NEVE   LinStatic                 -11.426      -0.827       0.015   8.363E-05 
          36     4.65000        NEVE   LinStatic                 -11.426      -0.827       0.015   8.363E-05 
          36     0.67500      VENTOX   LinStatic                   2.819       0.204       0.203  -1.749E-05 
          36     2.66250      VENTOX   LinStatic                   2.819       0.204       0.203  -1.749E-05 
          36     4.65000      VENTOX   LinStatic                   2.819       0.204       0.203  -1.749E-05 
          36     0.67500      VENTOY   LinStatic                   3.278       4.161       0.188     -0.0035 
          36     2.66250      VENTOY   LinStatic                   3.278       0.981       0.188     -0.0035 
          36     4.65000      VENTOY   LinStatic                   3.278      -2.199       0.188     -0.0035 
          36     0.67500      SISMAX LinRespSpec         Max       0.102   1.564E-06       3.492   2.871E-05 
          36     2.66250      SISMAX LinRespSpec         Max       0.102   1.564E-06       3.492   2.871E-05 
          36     4.65000      SISMAX LinRespSpec         Max       0.102   1.564E-06       3.492   2.871E-05 
          36     0.67500      SISMAY LinRespSpec         Max       1.562       1.508       0.637      0.0535 
          36     2.66250      SISMAY LinRespSpec         Max       1.562       1.508       0.637      0.0535 
          36     4.65000      SISMAY LinRespSpec         Max       1.562       1.508       0.637      0.0535 
          36     0.67500        TERM   LinStatic                   0.837      -0.326       1.699  -5.564E-06 
          36     2.66250        TERM   LinStatic                   0.837      -0.326       1.699  -5.564E-06 
          36     4.65000        TERM   LinStatic                   0.837      -0.326       1.699  -5.564E-06 
          36     0.67500       COMB1 Combination         Max     -71.315      -1.950       1.722   1.078E-04 
          36     2.66250       COMB1 Combination         Max     -68.631      -1.950       1.722   1.078E-04 
          36     4.65000       COMB1 Combination         Max     -65.948      -1.950       1.722   1.078E-04 
          36     0.67500       COMB1 Combination         Min     -71.315      -1.950       1.722   1.078E-04 
          36     2.66250       COMB1 Combination         Min     -68.631      -1.950       1.722   1.078E-04 
          36     4.65000       COMB1 Combination         Min     -65.948      -1.950       1.722   1.078E-04 
          36     0.67500       COMB2 Combination         Max     -82.740      -2.777       1.737   1.914E-04 
          36     2.66250       COMB2 Combination         Max     -80.057      -2.777       1.737   1.914E-04 
          36     4.65000       COMB2 Combination         Max     -77.374      -2.777       1.737   1.914E-04 
          36     0.67500       COMB2 Combination         Min     -82.740      -2.777       1.737   1.914E-04 
          36     2.66250       COMB2 Combination         Min     -80.057      -2.777       1.737   1.914E-04 
          36     4.65000       COMB2 Combination         Min     -77.374      -2.777       1.737   1.914E-04 
          36     0.67500       COMB3 Combination         Max     -68.495      -1.746       1.925   9.027E-05 
          36     2.66250       COMB3 Combination         Max     -65.812      -1.746       1.925   9.027E-05 
          36     4.65000       COMB3 Combination         Max     -63.129      -1.746       1.925   9.027E-05 
          36     0.67500       COMB3 Combination         Min     -68.495      -1.746       1.925   9.027E-05 
          36     2.66250       COMB3 Combination         Min     -65.812      -1.746       1.925   9.027E-05 
          36     4.65000       COMB3 Combination         Min     -63.129      -1.746       1.925   9.027E-05 
          36     0.67500       COMB4 Combination         Max     -68.037       2.211       1.911     -0.0034 
          36     2.66250       COMB4 Combination         Max     -65.354      -0.969       1.911     -0.0034 
          36     4.65000       COMB4 Combination         Max     -62.670      -4.149       1.911     -0.0034 
          36     0.67500       COMB4 Combination         Min     -68.037       2.211       1.911     -0.0034 
          36     2.66250       COMB4 Combination         Min     -65.354      -0.969       1.911     -0.0034 
          36     4.65000       COMB4 Combination         Min     -62.670      -4.149       1.911     -0.0034 
          36     0.67500       COMB5 Combination         Max     -79.921      -2.573       1.940   1.739E-04 
          36     2.66250       COMB5 Combination         Max     -77.238      -2.573       1.940   1.739E-04 
          36     4.65000       COMB5 Combination         Max     -74.554      -2.573       1.940   1.739E-04 
          36     0.67500       COMB5 Combination         Min     -79.921      -2.573       1.940   1.739E-04 
          36     2.66250       COMB5 Combination         Min     -77.238      -2.573       1.940   1.739E-04 
          36     4.65000       COMB5 Combination         Min     -74.554      -2.573       1.940   1.739E-04 
          36     0.67500       COMB6 Combination         Max     -79.462       1.384       1.926     -0.0034 
          36     2.66250       COMB6 Combination         Max     -76.779      -1.796       1.926     -0.0034 
          36     4.65000       COMB6 Combination         Max     -74.096      -4.976       1.926     -0.0034 
          36     0.67500       COMB6 Combination         Min     -79.462       1.384       1.926     -0.0034 
          36     2.66250       COMB6 Combination         Min     -76.779      -1.796       1.926     -0.0034 
          36     4.65000       COMB6 Combination         Min     -74.096      -4.976       1.926     -0.0034 
          36     0.67500       COMB7 Combination         Max     -72.988      -1.298      -1.676   1.189E-04 
          36     2.66250       COMB7 Combination         Max     -70.305      -1.298      -1.676   1.189E-04 
          36     4.65000       COMB7 Combination         Max     -67.622      -1.298      -1.676   1.189E-04 
          36     0.67500       COMB7 Combination         Min     -72.988      -1.298      -1.676   1.189E-04 
          36     2.66250       COMB7 Combination         Min     -70.305      -1.298      -1.676   1.189E-04 
          36     4.65000       COMB7 Combination         Min     -67.622      -1.298      -1.676   1.189E-04 
          36     0.67500       COMB8 Combination         Max     -84.413      -2.125      -1.661   2.025E-04 
          36     2.66250       COMB8 Combination         Max     -81.730      -2.125      -1.661   2.025E-04 
          36     4.65000       COMB8 Combination         Max     -79.047      -2.125      -1.661   2.025E-04 
          36     0.67500       COMB8 Combination         Min     -84.413      -2.125      -1.661   2.025E-04 
          36     2.66250       COMB8 Combination         Min     -81.730      -2.125      -1.661   2.025E-04 
          36     4.65000       COMB8 Combination         Min     -79.047      -2.125      -1.661   2.025E-04 
          36     0.67500       COMB9 Combination         Max     -70.168      -1.094      -1.474   1.014E-04 
          36     2.66250       COMB9 Combination         Max     -67.485      -1.094      -1.474   1.014E-04 
          36     4.65000       COMB9 Combination         Max     -64.802      -1.094      -1.474   1.014E-04 
          36     0.67500       COMB9 Combination         Min     -70.168      -1.094      -1.474   1.014E-04 
          36     2.66250       COMB9 Combination         Min     -67.485      -1.094      -1.474   1.014E-04 
          36     4.65000       COMB9 Combination         Min     -64.802      -1.094      -1.474   1.014E-04 
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          36     0.67500      COMB10 Combination         Max     -69.710       2.863      -1.488     -0.0034 
          36     2.66250      COMB10 Combination         Max     -67.027      -0.317      -1.488     -0.0034 
          36     4.65000      COMB10 Combination         Max     -64.344      -3.497      -1.488     -0.0034 
          36     0.67500      COMB10 Combination         Min     -69.710       2.863      -1.488     -0.0034 
          36     2.66250      COMB10 Combination         Min     -67.027      -0.317      -1.488     -0.0034 
          36     4.65000      COMB10 Combination         Min     -64.344      -3.497      -1.488     -0.0034 
          36     0.67500      COMB11 Combination         Max     -81.594      -1.921      -1.459   1.850E-04 
          36     2.66250      COMB11 Combination         Max     -78.911      -1.921      -1.459   1.850E-04 
          36     4.65000      COMB11 Combination         Max     -76.228      -1.921      -1.459   1.850E-04 
          36     0.67500      COMB11 Combination         Min     -81.594      -1.921      -1.459   1.850E-04 
          36     2.66250      COMB11 Combination         Min     -78.911      -1.921      -1.459   1.850E-04 
          36     4.65000      COMB11 Combination         Min     -76.228      -1.921      -1.459   1.850E-04 
          36     0.67500      COMB12 Combination         Max     -81.135       2.036      -1.473     -0.0033 
          36     2.66250      COMB12 Combination         Max     -78.452      -1.144      -1.473     -0.0033 
          36     4.65000      COMB12 Combination         Max     -75.769      -4.324      -1.473     -0.0033 
          36     0.67500      COMB12 Combination         Min     -81.135       2.036      -1.473     -0.0033 
          36     2.66250      COMB12 Combination         Min     -78.452      -1.144      -1.473     -0.0033 
          36     4.65000      COMB12 Combination         Min     -75.769      -4.324      -1.473     -0.0033 
          36     0.67500      COMB13 Combination         Max     -83.474      -2.451       3.530   2.257E-04 
          36     2.66250      COMB13 Combination         Max     -80.791      -2.451       3.530   2.257E-04 
          36     4.65000      COMB13 Combination         Max     -78.108      -2.451       3.530   2.257E-04 
          36     0.67500      COMB13 Combination         Min     -83.679      -2.451      -3.454   1.683E-04 
          36     2.66250      COMB13 Combination         Min     -80.996      -2.451      -3.454   1.683E-04 
          36     4.65000      COMB13 Combination         Min     -78.313      -2.451      -3.454   1.683E-04 
          36     0.67500      COMB14 Combination         Max     -82.014      -0.942       0.675      0.0537 
          36     2.66250      COMB14 Combination         Max     -79.331      -0.942       0.675      0.0537 
          36     4.65000      COMB14 Combination         Max     -76.648      -0.942       0.675      0.0537 
          36     0.67500      COMB14 Combination         Min     -85.139      -3.959      -0.599     -0.0533 
          36     2.66250      COMB14 Combination         Min     -82.456      -3.959      -0.599     -0.0533 
          36     4.65000      COMB14 Combination         Min     -79.773      -3.959      -0.599     -0.0533 
          36     0.67500         INV Combination         Max     -68.037       2.863       3.530      0.0537 
          36     2.66250         INV Combination         Max     -65.354      -0.317       3.530      0.0537 
          36     4.65000         INV Combination         Max     -62.670      -0.942       3.530      0.0537 
          36     0.67500         INV Combination         Min     -85.139      -3.959      -3.454     -0.0533 
          36     2.66250         INV Combination         Min     -82.456      -3.959      -3.454     -0.0533 
          36     4.65000         INV Combination         Min     -79.773      -4.976      -3.454     -0.0533 
          37     0.67500          PP   LinStatic                 -84.736      -2.195   5.945E-03  -1.455E-05 
          37     2.61250          PP   LinStatic                 -80.377      -2.195   5.945E-03  -1.455E-05 
          37     4.55000          PP   LinStatic                 -76.017      -2.195   5.945E-03  -1.455E-05 
          37     0.67500        PERM   LinStatic                 -31.281      -6.518       0.029   6.779E-05 
          37     2.61250        PERM   LinStatic                 -31.281      -6.518       0.029   6.779E-05 
          37     4.55000        PERM   LinStatic                 -31.281      -6.518       0.029   6.779E-05 
          37     0.67500        NEVE   LinStatic                 -21.403      -4.460       0.020   4.638E-05 
          37     2.61250        NEVE   LinStatic                 -21.403      -4.460       0.020   4.638E-05 
          37     4.55000        NEVE   LinStatic                 -21.403      -4.460       0.020   4.638E-05 
          37     0.67500      VENTOX   LinStatic                   5.267       1.098       0.349   1.569E-05 
          37     2.61250      VENTOX   LinStatic                   5.267       1.098       0.349   1.569E-05 
          37     4.55000      VENTOX   LinStatic                   5.267       1.098       0.349   1.569E-05 
          37     0.67500      VENTOY   LinStatic                   6.138       8.280       0.326     -0.0294 
          37     2.61250      VENTOY   LinStatic                   6.138       5.180       0.326     -0.0294 
          37     4.55000      VENTOY   LinStatic                   6.138       2.080       0.326     -0.0294 
          37     0.67500      SISMAX LinRespSpec         Max       0.063   5.268E-05       5.995   1.079E-04 
          37     2.61250      SISMAX LinRespSpec         Max       0.063   5.268E-05       5.995   1.079E-04 
          37     4.55000      SISMAX LinRespSpec         Max       0.063   5.268E-05       5.995   1.079E-04 
          37     0.67500      SISMAY LinRespSpec         Max       2.849       7.470       1.096      0.1809 
          37     2.61250      SISMAY LinRespSpec         Max       2.849       7.470       1.096      0.1809 
          37     4.55000      SISMAY LinRespSpec         Max       2.849       7.470       1.096      0.1809 
          37     0.67500        TERM   LinStatic                   0.889      -1.650       1.843  -1.410E-06 
          37     2.61250        TERM   LinStatic                   0.889      -1.650       1.843  -1.410E-06 
          37     4.55000        TERM   LinStatic                   0.889      -1.650       1.843  -1.410E-06 
          37     0.67500       COMB1 Combination         Max    -115.128     -10.363       1.878   5.182E-05 
          37     2.61250       COMB1 Combination         Max    -110.769     -10.363       1.878   5.182E-05 
          37     4.55000       COMB1 Combination         Max    -106.410     -10.363       1.878   5.182E-05 
          37     0.67500       COMB1 Combination         Min    -115.128     -10.363       1.878   5.182E-05 
          37     2.61250       COMB1 Combination         Min    -110.769     -10.363       1.878   5.182E-05 
          37     4.55000       COMB1 Combination         Min    -106.410     -10.363       1.878   5.182E-05 
          37     0.67500       COMB2 Combination         Max    -136.531     -14.823       1.898   9.820E-05 
          37     2.61250       COMB2 Combination         Max    -132.172     -14.823       1.898   9.820E-05 
          37     4.55000       COMB2 Combination         Max    -127.812     -14.823       1.898   9.820E-05 
          37     0.67500       COMB2 Combination         Min    -136.531     -14.823       1.898   9.820E-05 
          37     2.61250       COMB2 Combination         Min    -132.172     -14.823       1.898   9.820E-05 
          37     4.55000       COMB2 Combination         Min    -127.812     -14.823       1.898   9.820E-05 
          37     0.67500       COMB3 Combination         Max    -109.861      -9.266       2.227   6.751E-05 
          37     2.61250       COMB3 Combination         Max    -105.502      -9.266       2.227   6.751E-05 
          37     4.55000       COMB3 Combination         Max    -101.143      -9.266       2.227   6.751E-05 
          37     0.67500       COMB3 Combination         Min    -109.861      -9.266       2.227   6.751E-05 
          37     2.61250       COMB3 Combination         Min    -105.502      -9.266       2.227   6.751E-05 
          37     4.55000       COMB3 Combination         Min    -101.143      -9.266       2.227   6.751E-05 
          37     0.67500       COMB4 Combination         Max    -108.990      -2.084       2.204     -0.0294 
          37     2.61250       COMB4 Combination         Max    -104.631      -5.184       2.204     -0.0294 
          37     4.55000       COMB4 Combination         Max    -100.272      -8.284       2.204     -0.0294 
          37     0.67500       COMB4 Combination         Min    -108.990      -2.084       2.204     -0.0294 
          37     2.61250       COMB4 Combination         Min    -104.631      -5.184       2.204     -0.0294 
          37     4.55000       COMB4 Combination         Min    -100.272      -8.284       2.204     -0.0294 
          37     0.67500       COMB5 Combination         Max    -131.264     -13.725       2.247   1.139E-04 
          37     2.61250       COMB5 Combination         Max    -126.905     -13.725       2.247   1.139E-04 
          37     4.55000       COMB5 Combination         Max    -122.546     -13.725       2.247   1.139E-04 
          37     0.67500       COMB5 Combination         Min    -131.264     -13.725       2.247   1.139E-04 
          37     2.61250       COMB5 Combination         Min    -126.905     -13.725       2.247   1.139E-04 
          37     4.55000       COMB5 Combination         Min    -122.546     -13.725       2.247   1.139E-04 
          37     0.67500       COMB6 Combination         Max    -130.393      -6.544       2.224     -0.0293 
          37     2.61250       COMB6 Combination         Max    -126.034      -9.644       2.224     -0.0293 
          37     4.55000       COMB6 Combination         Max    -121.674     -12.744       2.224     -0.0293 
          37     0.67500       COMB6 Combination         Min    -130.393      -6.544       2.224     -0.0293 
          37     2.61250       COMB6 Combination         Min    -126.034      -9.644       2.224     -0.0293 
          37     4.55000       COMB6 Combination         Min    -121.674     -12.744       2.224     -0.0293 
          37     0.67500       COMB7 Combination         Max    -116.906      -7.063      -1.808   5.464E-05 
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          37     2.61250       COMB7 Combination         Max    -112.547      -7.063      -1.808   5.464E-05 
          37     4.55000       COMB7 Combination         Max    -108.188      -7.063      -1.808   5.464E-05 
          37     0.67500       COMB7 Combination         Min    -116.906      -7.063      -1.808   5.464E-05 
          37     2.61250       COMB7 Combination         Min    -112.547      -7.063      -1.808   5.464E-05 
          37     4.55000       COMB7 Combination         Min    -108.188      -7.063      -1.808   5.464E-05 
          37     0.67500       COMB8 Combination         Max    -138.309     -11.523      -1.788   1.010E-04 
          37     2.61250       COMB8 Combination         Max    -133.950     -11.523      -1.788   1.010E-04 
          37     4.55000       COMB8 Combination         Max    -129.590     -11.523      -1.788   1.010E-04 
          37     0.67500       COMB8 Combination         Min    -138.309     -11.523      -1.788   1.010E-04 
          37     2.61250       COMB8 Combination         Min    -133.950     -11.523      -1.788   1.010E-04 
          37     4.55000       COMB8 Combination         Min    -129.590     -11.523      -1.788   1.010E-04 
          37     0.67500       COMB9 Combination         Max    -111.639      -5.965      -1.459   7.033E-05 
          37     2.61250       COMB9 Combination         Max    -107.280      -5.965      -1.459   7.033E-05 
          37     4.55000       COMB9 Combination         Max    -102.921      -5.965      -1.459   7.033E-05 
          37     0.67500       COMB9 Combination         Min    -111.639      -5.965      -1.459   7.033E-05 
          37     2.61250       COMB9 Combination         Min    -107.280      -5.965      -1.459   7.033E-05 
          37     4.55000       COMB9 Combination         Min    -102.921      -5.965      -1.459   7.033E-05 
          37     0.67500      COMB10 Combination         Max    -110.768       1.217      -1.482     -0.0294 
          37     2.61250      COMB10 Combination         Max    -106.409      -1.883      -1.482     -0.0294 
          37     4.55000      COMB10 Combination         Max    -102.050      -4.983      -1.482     -0.0294 
          37     0.67500      COMB10 Combination         Min    -110.768       1.217      -1.482     -0.0294 
          37     2.61250      COMB10 Combination         Min    -106.409      -1.883      -1.482     -0.0294 
          37     4.55000      COMB10 Combination         Min    -102.050      -4.983      -1.482     -0.0294 
          37     0.67500      COMB11 Combination         Max    -133.042     -10.425      -1.439   1.167E-04 
          37     2.61250      COMB11 Combination         Max    -128.683     -10.425      -1.439   1.167E-04 
          37     4.55000      COMB11 Combination         Max    -124.324     -10.425      -1.439   1.167E-04 
          37     0.67500      COMB11 Combination         Min    -133.042     -10.425      -1.439   1.167E-04 
          37     2.61250      COMB11 Combination         Min    -128.683     -10.425      -1.439   1.167E-04 
          37     4.55000      COMB11 Combination         Min    -124.324     -10.425      -1.439   1.167E-04 
          37     0.67500      COMB12 Combination         Max    -132.171      -3.243      -1.462     -0.0293 
          37     2.61250      COMB12 Combination         Max    -127.812      -6.343      -1.462     -0.0293 
          37     4.55000      COMB12 Combination         Max    -123.452      -9.443      -1.462     -0.0293 
          37     0.67500      COMB12 Combination         Min    -132.171      -3.243      -1.462     -0.0293 
          37     2.61250      COMB12 Combination         Min    -127.812      -6.343      -1.462     -0.0293 
          37     4.55000      COMB12 Combination         Min    -123.452      -9.443      -1.462     -0.0293 
          37     0.67500      COMB13 Combination         Max    -137.357     -13.173       6.050   2.075E-04 
          37     2.61250      COMB13 Combination         Max    -132.998     -13.173       6.050   2.075E-04 
          37     4.55000      COMB13 Combination         Max    -128.638     -13.173       6.050   2.075E-04 
          37     0.67500      COMB13 Combination         Min    -137.484     -13.173      -5.940  -8.267E-06 
          37     2.61250      COMB13 Combination         Min    -133.124     -13.173      -5.940  -8.267E-06 
          37     4.55000      COMB13 Combination         Min    -128.765     -13.173      -5.940  -8.267E-06 
          37     0.67500      COMB14 Combination         Max    -134.571      -5.703       1.151      0.1810 
          37     2.61250      COMB14 Combination         Max    -130.212      -5.703       1.151      0.1810 
          37     4.55000      COMB14 Combination         Max    -125.852      -5.703       1.151      0.1810 
          37     0.67500      COMB14 Combination         Min    -140.270     -20.643      -1.041     -0.1808 
          37     2.61250      COMB14 Combination         Min    -135.910     -20.643      -1.041     -0.1808 
          37     4.55000      COMB14 Combination         Min    -131.551     -20.643      -1.041     -0.1808 
          37     0.67500         INV Combination         Max    -108.990       1.217       6.050      0.1810 
          37     2.61250         INV Combination         Max    -104.631      -1.883       6.050      0.1810 
          37     4.55000         INV Combination         Max    -100.272      -4.983       6.050      0.1810 
          37     0.67500         INV Combination         Min    -140.270     -20.643      -5.940     -0.1808 
          37     2.61250         INV Combination         Min    -135.910     -20.643      -5.940     -0.1808 
          37     4.55000         INV Combination         Min    -131.551     -20.643      -5.940     -0.1808 
          38     0.67500          PP   LinStatic                 -54.724      -0.414   4.825E-03   6.889E-06 
          38     2.66250          PP   LinStatic                 -52.041      -0.414   4.825E-03   6.889E-06 
          38     4.65000          PP   LinStatic                 -49.357      -0.414   4.825E-03   6.889E-06 
          38     0.67500        PERM   LinStatic                 -16.439      -1.232       0.014   9.747E-06 
          38     2.66250        PERM   LinStatic                 -16.439      -1.232       0.014   9.747E-06 
          38     4.65000        PERM   LinStatic                 -16.439      -1.232       0.014   9.747E-06 
          38     0.67500        NEVE   LinStatic                 -11.248      -0.843   9.885E-03   6.669E-06 
          38     2.66250        NEVE   LinStatic                 -11.248      -0.843   9.885E-03   6.669E-06 
          38     4.65000        NEVE   LinStatic                 -11.248      -0.843   9.885E-03   6.669E-06 
          38     0.67500      VENTOX   LinStatic                   2.767       0.208       0.204   6.785E-06 
          38     2.66250      VENTOX   LinStatic                   2.767       0.208       0.204   6.785E-06 
          38     4.65000      VENTOX   LinStatic                   2.767       0.208       0.204   6.785E-06 
          38     0.67500      VENTOY   LinStatic                   3.211       4.139       0.191     -0.0158 
          38     2.66250      VENTOY   LinStatic                   3.211       0.959       0.191     -0.0158 
          38     4.65000      VENTOY   LinStatic                   3.211      -2.221       0.191     -0.0158 
          38     0.67500      SISMAX LinRespSpec         Max       0.026   3.045E-05       3.491   4.033E-05 
          38     2.66250      SISMAX LinRespSpec         Max       0.026   3.045E-05       3.491   4.033E-05 
          38     4.65000      SISMAX LinRespSpec         Max       0.026   3.045E-05       3.491   4.033E-05 
          38     0.67500      SISMAY LinRespSpec         Max       1.461       1.415       0.639      0.0634 
          38     2.66250      SISMAY LinRespSpec         Max       1.461       1.415       0.639      0.0634 
          38     4.65000      SISMAY LinRespSpec         Max       1.461       1.415       0.639      0.0634 
          38     0.67500        TERM   LinStatic                   0.675      -0.326       0.448   9.911E-06 
          38     2.66250        TERM   LinStatic                   0.675      -0.326       0.448   9.911E-06 
          38     4.65000        TERM   LinStatic                   0.675      -0.326       0.448   9.911E-06 
          38     0.67500       COMB1 Combination         Max     -70.488      -1.972       0.468   2.655E-05 
          38     2.66250       COMB1 Combination         Max     -67.805      -1.972       0.468   2.655E-05 
          38     4.65000       COMB1 Combination         Max     -65.122      -1.972       0.468   2.655E-05 
          38     0.67500       COMB1 Combination         Min     -70.488      -1.972       0.468   2.655E-05 
          38     2.66250       COMB1 Combination         Min     -67.805      -1.972       0.468   2.655E-05 
          38     4.65000       COMB1 Combination         Min     -65.122      -1.972       0.468   2.655E-05 
          38     0.67500       COMB2 Combination         Max     -81.735      -2.815       0.478   3.322E-05 
          38     2.66250       COMB2 Combination         Max     -79.052      -2.815       0.478   3.322E-05 
          38     4.65000       COMB2 Combination         Max     -76.369      -2.815       0.478   3.322E-05 
          38     0.67500       COMB2 Combination         Min     -81.735      -2.815       0.478   3.322E-05 
          38     2.66250       COMB2 Combination         Min     -79.052      -2.815       0.478   3.322E-05 
          38     4.65000       COMB2 Combination         Min     -76.369      -2.815       0.478   3.322E-05 
          38     0.67500       COMB3 Combination         Max     -67.721      -1.765       0.672   3.333E-05 
          38     2.66250       COMB3 Combination         Max     -65.038      -1.765       0.672   3.333E-05 
          38     4.65000       COMB3 Combination         Max     -62.354      -1.765       0.672   3.333E-05 
          38     0.67500       COMB3 Combination         Min     -67.721      -1.765       0.672   3.333E-05 
          38     2.66250       COMB3 Combination         Min     -65.038      -1.765       0.672   3.333E-05 
          38     4.65000       COMB3 Combination         Min     -62.354      -1.765       0.672   3.333E-05 
          38     0.67500       COMB4 Combination         Max     -67.277       2.166       0.658     -0.0157 
          38     2.66250       COMB4 Combination         Max     -64.594      -1.014       0.658     -0.0157 
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          38     4.65000       COMB4 Combination         Max     -61.911      -4.194       0.658     -0.0157 
          38     0.67500       COMB4 Combination         Min     -67.277       2.166       0.658     -0.0157 
          38     2.66250       COMB4 Combination         Min     -64.594      -1.014       0.658     -0.0157 
          38     4.65000       COMB4 Combination         Min     -61.911      -4.194       0.658     -0.0157 
          38     0.67500       COMB5 Combination         Max     -78.968      -2.608       0.681   4.000E-05 
          38     2.66250       COMB5 Combination         Max     -76.285      -2.608       0.681   4.000E-05 
          38     4.65000       COMB5 Combination         Max     -73.602      -2.608       0.681   4.000E-05 
          38     0.67500       COMB5 Combination         Min     -78.968      -2.608       0.681   4.000E-05 
          38     2.66250       COMB5 Combination         Min     -76.285      -2.608       0.681   4.000E-05 
          38     4.65000       COMB5 Combination         Min     -73.602      -2.608       0.681   4.000E-05 
          38     0.67500       COMB6 Combination         Max     -78.524       1.323       0.668     -0.0157 
          38     2.66250       COMB6 Combination         Max     -75.841      -1.857       0.668     -0.0157 
          38     4.65000       COMB6 Combination         Max     -73.158      -5.037       0.668     -0.0157 
          38     0.67500       COMB6 Combination         Min     -78.524       1.323       0.668     -0.0157 
          38     2.66250       COMB6 Combination         Min     -75.841      -1.857       0.668     -0.0157 
          38     4.65000       COMB6 Combination         Min     -73.158      -5.037       0.668     -0.0157 
          38     0.67500       COMB7 Combination         Max     -71.837      -1.321      -0.429   6.725E-06 
          38     2.66250       COMB7 Combination         Max     -69.154      -1.321      -0.429   6.725E-06 
          38     4.65000       COMB7 Combination         Max     -66.471      -1.321      -0.429   6.725E-06 
          38     0.67500       COMB7 Combination         Min     -71.837      -1.321      -0.429   6.725E-06 
          38     2.66250       COMB7 Combination         Min     -69.154      -1.321      -0.429   6.725E-06 
          38     4.65000       COMB7 Combination         Min     -66.471      -1.321      -0.429   6.725E-06 
          38     0.67500       COMB8 Combination         Max     -83.085      -2.164      -0.419   1.339E-05 
          38     2.66250       COMB8 Combination         Max     -80.402      -2.164      -0.419   1.339E-05 
          38     4.65000       COMB8 Combination         Max     -77.719      -2.164      -0.419   1.339E-05 
          38     0.67500       COMB8 Combination         Min     -83.085      -2.164      -0.419   1.339E-05 
          38     2.66250       COMB8 Combination         Min     -80.402      -2.164      -0.419   1.339E-05 
          38     4.65000       COMB8 Combination         Min     -77.719      -2.164      -0.419   1.339E-05 
          38     0.67500       COMB9 Combination         Max     -69.070      -1.113      -0.225   1.351E-05 
          38     2.66250       COMB9 Combination         Max     -66.387      -1.113      -0.225   1.351E-05 
          38     4.65000       COMB9 Combination         Max     -63.704      -1.113      -0.225   1.351E-05 
          38     0.67500       COMB9 Combination         Min     -69.070      -1.113      -0.225   1.351E-05 
          38     2.66250       COMB9 Combination         Min     -66.387      -1.113      -0.225   1.351E-05 
          38     4.65000       COMB9 Combination         Min     -63.704      -1.113      -0.225   1.351E-05 
          38     0.67500      COMB10 Combination         Max     -68.626       2.818      -0.239     -0.0158 
          38     2.66250      COMB10 Combination         Max     -65.943      -0.362      -0.239     -0.0158 
          38     4.65000      COMB10 Combination         Max     -63.260      -3.542      -0.239     -0.0158 
          38     0.67500      COMB10 Combination         Min     -68.626       2.818      -0.239     -0.0158 
          38     2.66250      COMB10 Combination         Min     -65.943      -0.362      -0.239     -0.0158 
          38     4.65000      COMB10 Combination         Min     -63.260      -3.542      -0.239     -0.0158 
          38     0.67500      COMB11 Combination         Max     -80.318      -1.956      -0.215   2.018E-05 
          38     2.66250      COMB11 Combination         Max     -77.635      -1.956      -0.215   2.018E-05 
          38     4.65000      COMB11 Combination         Max     -74.952      -1.956      -0.215   2.018E-05 
          38     0.67500      COMB11 Combination         Min     -80.318      -1.956      -0.215   2.018E-05 
          38     2.66250      COMB11 Combination         Min     -77.635      -1.956      -0.215   2.018E-05 
          38     4.65000      COMB11 Combination         Min     -74.952      -1.956      -0.215   2.018E-05 
          38     0.67500      COMB12 Combination         Max     -79.874       1.975      -0.229     -0.0157 
          38     2.66250      COMB12 Combination         Max     -77.191      -1.205      -0.229     -0.0157 
          38     4.65000      COMB12 Combination         Max     -74.508      -4.385      -0.229     -0.0157 
          38     0.67500      COMB12 Combination         Min     -79.874       1.975      -0.229     -0.0157 
          38     2.66250      COMB12 Combination         Min     -77.191      -1.205      -0.229     -0.0157 
          38     4.65000      COMB12 Combination         Min     -74.508      -4.385      -0.229     -0.0157 
          38     0.67500      COMB13 Combination         Max     -82.384      -2.490       3.520   6.363E-05 
          38     2.66250      COMB13 Combination         Max     -79.701      -2.490       3.520   6.363E-05 
          38     4.65000      COMB13 Combination         Max     -77.018      -2.490       3.520   6.363E-05 
          38     0.67500      COMB13 Combination         Min     -82.436      -2.490      -3.462  -1.703E-05 
          38     2.66250      COMB13 Combination         Min     -79.753      -2.490      -3.462  -1.703E-05 
          38     4.65000      COMB13 Combination         Min     -77.070      -2.490      -3.462  -1.703E-05 
          38     0.67500      COMB14 Combination         Max     -80.949      -1.075       0.669      0.0634 
          38     2.66250      COMB14 Combination         Max     -78.266      -1.075       0.669      0.0634 
          38     4.65000      COMB14 Combination         Max     -75.583      -1.075       0.669      0.0634 
          38     0.67500      COMB14 Combination         Min     -83.872      -3.905      -0.610     -0.0634 
          38     2.66250      COMB14 Combination         Min     -81.188      -3.905      -0.610     -0.0634 
          38     4.65000      COMB14 Combination         Min     -78.505      -3.905      -0.610     -0.0634 
          38     0.67500         INV Combination         Max     -67.277       2.818       3.520      0.0634 
          38     2.66250         INV Combination         Max     -64.594      -0.362       3.520      0.0634 
          38     4.65000         INV Combination         Max     -61.911      -1.075       3.520      0.0634 
          38     0.67500         INV Combination         Min     -83.872      -3.905      -3.462     -0.0634 
          38     2.66250         INV Combination         Min     -81.188      -3.905      -3.462     -0.0634 
          38     4.65000         INV Combination         Min     -78.505      -5.037      -3.462     -0.0634 
          39     0.67500          PP   LinStatic                 -84.531      -2.192   7.338E-03   6.012E-05 
          39     2.61250          PP   LinStatic                 -80.172      -2.192   7.338E-03   6.012E-05 
          39     4.55000          PP   LinStatic                 -75.812      -2.192   7.338E-03   6.012E-05 
          39     0.67500        PERM   LinStatic                 -31.109      -6.523       0.020   3.498E-05 
          39     2.61250        PERM   LinStatic                 -31.109      -6.523       0.020   3.498E-05 
          39     4.55000        PERM   LinStatic                 -31.109      -6.523       0.020   3.498E-05 
          39     0.67500        NEVE   LinStatic                 -21.285      -4.463       0.014   2.393E-05 
          39     2.61250        NEVE   LinStatic                 -21.285      -4.463       0.014   2.393E-05 
          39     4.55000        NEVE   LinStatic                 -21.285      -4.463       0.014   2.393E-05 
          39     0.67500      VENTOX   LinStatic                   5.232       1.099       0.351  -2.632E-05 
          39     2.61250      VENTOX   LinStatic                   5.232       1.099       0.351  -2.632E-05 
          39     4.55000      VENTOX   LinStatic                   5.232       1.099       0.351  -2.632E-05 
          39     0.67500      VENTOY   LinStatic                   6.033       8.051       0.329     -0.0688 
          39     2.61250      VENTOY   LinStatic                   6.033       4.951       0.329     -0.0688 
          39     4.55000      VENTOY   LinStatic                   6.033       1.851       0.329     -0.0688 
          39     0.67500      SISMAX LinRespSpec         Max       0.049   1.664E-04       5.995   1.473E-04 
          39     2.61250      SISMAX LinRespSpec         Max       0.049   1.664E-04       5.995   1.473E-04 
          39     4.55000      SISMAX LinRespSpec         Max       0.049   1.664E-04       5.995   1.473E-04 
          39     0.67500      SISMAY LinRespSpec         Max       2.632       6.886       1.099      0.2154 
          39     2.61250      SISMAY LinRespSpec         Max       2.632       6.886       1.099      0.2154 
          39     4.55000      SISMAY LinRespSpec         Max       2.632       6.886       1.099      0.2154 
          39     0.67500        TERM   LinStatic                   0.852      -1.651      -0.302   5.702E-05 
          39     2.61250        TERM   LinStatic                   0.852      -1.651      -0.302   5.702E-05 
          39     4.55000        TERM   LinStatic                   0.852      -1.651      -0.302   5.702E-05 
          39     0.67500       COMB1 Combination         Max    -114.788     -10.365      -0.275   1.521E-04 
          39     2.61250       COMB1 Combination         Max    -110.429     -10.365      -0.275   1.521E-04 
          39     4.55000       COMB1 Combination         Max    -106.069     -10.365      -0.275   1.521E-04 
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          39     0.67500       COMB1 Combination         Min    -114.788     -10.365      -0.275   1.521E-04 
          39     2.61250       COMB1 Combination         Min    -110.429     -10.365      -0.275   1.521E-04 
          39     4.55000       COMB1 Combination         Min    -106.069     -10.365      -0.275   1.521E-04 
          39     0.67500       COMB2 Combination         Max    -136.073     -14.828      -0.262   1.761E-04 
          39     2.61250       COMB2 Combination         Max    -131.714     -14.828      -0.262   1.761E-04 
          39     4.55000       COMB2 Combination         Max    -127.355     -14.828      -0.262   1.761E-04 
          39     0.67500       COMB2 Combination         Min    -136.073     -14.828      -0.262   1.761E-04 
          39     2.61250       COMB2 Combination         Min    -131.714     -14.828      -0.262   1.761E-04 
          39     4.55000       COMB2 Combination         Min    -127.355     -14.828      -0.262   1.761E-04 
          39     0.67500       COMB3 Combination         Max    -109.557      -9.266       0.076   1.258E-04 
          39     2.61250       COMB3 Combination         Max    -105.197      -9.266       0.076   1.258E-04 
          39     4.55000       COMB3 Combination         Max    -100.838      -9.266       0.076   1.258E-04 
          39     0.67500       COMB3 Combination         Min    -109.557      -9.266       0.076   1.258E-04 
          39     2.61250       COMB3 Combination         Min    -105.197      -9.266       0.076   1.258E-04 
          39     4.55000       COMB3 Combination         Min    -100.838      -9.266       0.076   1.258E-04 
          39     0.67500       COMB4 Combination         Max    -108.755      -2.314       0.054     -0.0687 
          39     2.61250       COMB4 Combination         Max    -104.396      -5.414       0.054     -0.0687 
          39     4.55000       COMB4 Combination         Max    -100.037      -8.514       0.054     -0.0687 
          39     0.67500       COMB4 Combination         Min    -108.755      -2.314       0.054     -0.0687 
          39     2.61250       COMB4 Combination         Min    -104.396      -5.414       0.054     -0.0687 
          39     4.55000       COMB4 Combination         Min    -100.037      -8.514       0.054     -0.0687 
          39     0.67500       COMB5 Combination         Max    -130.842     -13.729       0.090   1.497E-04 
          39     2.61250       COMB5 Combination         Max    -126.482     -13.729       0.090   1.497E-04 
          39     4.55000       COMB5 Combination         Max    -122.123     -13.729       0.090   1.497E-04 
          39     0.67500       COMB5 Combination         Min    -130.842     -13.729       0.090   1.497E-04 
          39     2.61250       COMB5 Combination         Min    -126.482     -13.729       0.090   1.497E-04 
          39     4.55000       COMB5 Combination         Min    -122.123     -13.729       0.090   1.497E-04 
          39     0.67500       COMB6 Combination         Max    -130.040      -6.777       0.067     -0.0686 
          39     2.61250       COMB6 Combination         Max    -125.681      -9.877       0.067     -0.0686 
          39     4.55000       COMB6 Combination         Max    -121.322     -12.977       0.067     -0.0686 
          39     0.67500       COMB6 Combination         Min    -130.040      -6.777       0.067     -0.0686 
          39     2.61250       COMB6 Combination         Min    -125.681      -9.877       0.067     -0.0686 
          39     4.55000       COMB6 Combination         Min    -121.322     -12.977       0.067     -0.0686 
          39     0.67500       COMB7 Combination         Max    -116.492      -7.064       0.329   3.808E-05 
          39     2.61250       COMB7 Combination         Max    -112.133      -7.064       0.329   3.808E-05 
          39     4.55000       COMB7 Combination         Max    -107.773      -7.064       0.329   3.808E-05 
          39     0.67500       COMB7 Combination         Min    -116.492      -7.064       0.329   3.808E-05 
          39     2.61250       COMB7 Combination         Min    -112.133      -7.064       0.329   3.808E-05 
          39     4.55000       COMB7 Combination         Min    -107.773      -7.064       0.329   3.808E-05 
          39     0.67500       COMB8 Combination         Max    -137.777     -11.526       0.343   6.201E-05 
          39     2.61250       COMB8 Combination         Max    -133.418     -11.526       0.343   6.201E-05 
          39     4.55000       COMB8 Combination         Max    -129.058     -11.526       0.343   6.201E-05 
          39     0.67500       COMB8 Combination         Min    -137.777     -11.526       0.343   6.201E-05 
          39     2.61250       COMB8 Combination         Min    -133.418     -11.526       0.343   6.201E-05 
          39     4.55000       COMB8 Combination         Min    -129.058     -11.526       0.343   6.201E-05 
          39     0.67500       COMB9 Combination         Max    -111.260      -5.965       0.681   1.176E-05 
          39     2.61250       COMB9 Combination         Max    -106.901      -5.965       0.681   1.176E-05 
          39     4.55000       COMB9 Combination         Max    -102.542      -5.965       0.681   1.176E-05 
          39     0.67500       COMB9 Combination         Min    -111.260      -5.965       0.681   1.176E-05 
          39     2.61250       COMB9 Combination         Min    -106.901      -5.965       0.681   1.176E-05 
          39     4.55000       COMB9 Combination         Min    -102.542      -5.965       0.681   1.176E-05 
          39     0.67500      COMB10 Combination         Max    -110.459       0.987       0.658     -0.0688 
          39     2.61250      COMB10 Combination         Max    -106.100      -2.113       0.658     -0.0688 
          39     4.55000      COMB10 Combination         Max    -101.741      -5.213       0.658     -0.0688 
          39     0.67500      COMB10 Combination         Min    -110.459       0.987       0.658     -0.0688 
          39     2.61250      COMB10 Combination         Min    -106.100      -2.113       0.658     -0.0688 
          39     4.55000      COMB10 Combination         Min    -101.741      -5.213       0.658     -0.0688 
          39     0.67500      COMB11 Combination         Max    -132.546     -10.428       0.694   3.569E-05 
          39     2.61250      COMB11 Combination         Max    -128.186     -10.428       0.694   3.569E-05 
          39     4.55000      COMB11 Combination         Max    -123.827     -10.428       0.694   3.569E-05 
          39     0.67500      COMB11 Combination         Min    -132.546     -10.428       0.694   3.569E-05 
          39     2.61250      COMB11 Combination         Min    -128.186     -10.428       0.694   3.569E-05 
          39     4.55000      COMB11 Combination         Min    -123.827     -10.428       0.694   3.569E-05 
          39     0.67500      COMB12 Combination         Max    -131.744      -3.476       0.672     -0.0688 
          39     2.61250      COMB12 Combination         Max    -127.385      -6.576       0.672     -0.0688 
          39     4.55000      COMB12 Combination         Max    -123.026      -9.676       0.672     -0.0688 
          39     0.67500      COMB12 Combination         Min    -131.744      -3.476       0.672     -0.0688 
          39     2.61250      COMB12 Combination         Min    -127.385      -6.576       0.672     -0.0688 
          39     4.55000      COMB12 Combination         Min    -123.026      -9.676       0.672     -0.0688 
          39     0.67500      COMB13 Combination         Max    -136.876     -13.177       6.036   2.664E-04 
          39     2.61250      COMB13 Combination         Max    -132.517     -13.177       6.036   2.664E-04 
          39     4.55000      COMB13 Combination         Max    -128.157     -13.177       6.036   2.664E-04 
          39     0.67500      COMB13 Combination         Min    -136.975     -13.177      -5.955  -2.830E-05 
          39     2.61250      COMB13 Combination         Min    -132.615     -13.177      -5.955  -2.830E-05 
          39     4.55000      COMB13 Combination         Min    -128.256     -13.177      -5.955  -2.830E-05 
          39     0.67500      COMB14 Combination         Max    -134.294      -6.292       1.140      0.2155 
          39     2.61250      COMB14 Combination         Max    -129.934      -6.292       1.140      0.2155 
          39     4.55000      COMB14 Combination         Max    -125.575      -6.292       1.140      0.2155 
          39     0.67500      COMB14 Combination         Min    -139.557     -20.063      -1.059     -0.2153 
          39     2.61250      COMB14 Combination         Min    -135.197     -20.063      -1.059     -0.2153 
          39     4.55000      COMB14 Combination         Min    -130.838     -20.063      -1.059     -0.2153 
          39     0.67500         INV Combination         Max    -108.755       0.987       6.036      0.2155 
          39     2.61250         INV Combination         Max    -104.396      -2.113       6.036      0.2155 
          39     4.55000         INV Combination         Max    -100.037      -5.213       6.036      0.2155 
          39     0.67500         INV Combination         Min    -139.557     -20.063      -5.955     -0.2153 
          39     2.61250         INV Combination         Min    -135.197     -20.063      -5.955     -0.2153 
          39     4.55000         INV Combination         Min    -130.838     -20.063      -5.955     -0.2153 
          40     0.67500          PP   LinStatic                 -54.848      -0.411   4.873E-03   3.828E-06 
          40     2.66250          PP   LinStatic                 -52.165      -0.411   4.873E-03   3.828E-06 
          40     4.65000          PP   LinStatic                 -49.482      -0.411   4.873E-03   3.828E-06 
          40     0.67500        PERM   LinStatic                 -16.599      -1.214   8.178E-03  -7.909E-05 
          40     2.66250        PERM   LinStatic                 -16.599      -1.214   8.178E-03  -7.909E-05 
          40     4.65000        PERM   LinStatic                 -16.599      -1.214   8.178E-03  -7.909E-05 
          40     0.67500        NEVE   LinStatic                 -11.357      -0.830   5.596E-03  -5.412E-05 
          40     2.66250        NEVE   LinStatic                 -11.357      -0.830   5.596E-03  -5.412E-05 
          40     4.65000        NEVE   LinStatic                 -11.357      -0.830   5.596E-03  -5.412E-05 
          40     0.67500      VENTOX   LinStatic                   2.784       0.204       0.205  -5.076E-05 
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          40     2.66250      VENTOX   LinStatic                   2.784       0.204       0.205  -5.076E-05 
          40     4.65000      VENTOX   LinStatic                   2.784       0.204       0.205  -5.076E-05 
          40     0.67500      VENTOY   LinStatic                   3.172       4.072       0.193     -0.0277 
          40     2.66250      VENTOY   LinStatic                   3.172       0.892       0.193     -0.0277 
          40     4.65000      VENTOY   LinStatic                   3.172      -2.288       0.193     -0.0277 
          40     0.67500      SISMAX LinRespSpec         Max       0.067   4.222E-05       3.492   1.080E-04 
          40     2.66250      SISMAX LinRespSpec         Max       0.067   4.222E-05       3.492   1.080E-04 
          40     4.65000      SISMAX LinRespSpec         Max       0.067   4.222E-05       3.492   1.080E-04 
          40     0.67500      SISMAY LinRespSpec         Max       1.308       1.281       0.642      0.0741 
          40     2.66250      SISMAY LinRespSpec         Max       1.308       1.281       0.642      0.0741 
          40     4.65000      SISMAY LinRespSpec         Max       1.308       1.281       0.642      0.0741 
          40     0.67500        TERM   LinStatic                   0.653      -0.327      -0.801  -1.011E-05 
          40     2.66250        TERM   LinStatic                   0.653      -0.327      -0.801  -1.011E-05 
          40     4.65000        TERM   LinStatic                   0.653      -0.327      -0.801  -1.011E-05 
          40     0.67500       COMB1 Combination         Max     -70.794      -1.952      -0.788  -8.537E-05 
          40     2.66250       COMB1 Combination         Max     -68.111      -1.952      -0.788  -8.537E-05 
          40     4.65000       COMB1 Combination         Max     -65.428      -1.952      -0.788  -8.537E-05 
          40     0.67500       COMB1 Combination         Min     -70.794      -1.952      -0.788  -8.537E-05 
          40     2.66250       COMB1 Combination         Min     -68.111      -1.952      -0.788  -8.537E-05 
          40     4.65000       COMB1 Combination         Min     -65.428      -1.952      -0.788  -8.537E-05 
          40     0.67500       COMB2 Combination         Max     -82.151      -2.782      -0.782  -1.395E-04 
          40     2.66250       COMB2 Combination         Max     -79.468      -2.782      -0.782  -1.395E-04 
          40     4.65000       COMB2 Combination         Max     -76.785      -2.782      -0.782  -1.395E-04 
          40     0.67500       COMB2 Combination         Min     -82.151      -2.782      -0.782  -1.395E-04 
          40     2.66250       COMB2 Combination         Min     -79.468      -2.782      -0.782  -1.395E-04 
          40     4.65000       COMB2 Combination         Min     -76.785      -2.782      -0.782  -1.395E-04 
          40     0.67500       COMB3 Combination         Max     -68.010      -1.747      -0.583  -1.361E-04 
          40     2.66250       COMB3 Combination         Max     -65.327      -1.747      -0.583  -1.361E-04 
          40     4.65000       COMB3 Combination         Max     -62.643      -1.747      -0.583  -1.361E-04 
          40     0.67500       COMB3 Combination         Min     -68.010      -1.747      -0.583  -1.361E-04 
          40     2.66250       COMB3 Combination         Min     -65.327      -1.747      -0.583  -1.361E-04 
          40     4.65000       COMB3 Combination         Min     -62.643      -1.747      -0.583  -1.361E-04 
          40     0.67500       COMB4 Combination         Max     -67.622       2.120      -0.595     -0.0278 
          40     2.66250       COMB4 Combination         Max     -64.939      -1.060      -0.595     -0.0278 
          40     4.65000       COMB4 Combination         Max     -62.256      -4.240      -0.595     -0.0278 
          40     0.67500       COMB4 Combination         Min     -67.622       2.120      -0.595     -0.0278 
          40     2.66250       COMB4 Combination         Min     -64.939      -1.060      -0.595     -0.0278 
          40     4.65000       COMB4 Combination         Min     -62.256      -4.240      -0.595     -0.0278 
          40     0.67500       COMB5 Combination         Max     -79.367      -2.578      -0.577  -1.903E-04 
          40     2.66250       COMB5 Combination         Max     -76.684      -2.578      -0.577  -1.903E-04 
          40     4.65000       COMB5 Combination         Max     -74.001      -2.578      -0.577  -1.903E-04 
          40     0.67500       COMB5 Combination         Min     -79.367      -2.578      -0.577  -1.903E-04 
          40     2.66250       COMB5 Combination         Min     -76.684      -2.578      -0.577  -1.903E-04 
          40     4.65000       COMB5 Combination         Min     -74.001      -2.578      -0.577  -1.903E-04 
          40     0.67500       COMB6 Combination         Max     -78.979       1.290      -0.590     -0.0278 
          40     2.66250       COMB6 Combination         Max     -76.296      -1.890      -0.590     -0.0278 
          40     4.65000       COMB6 Combination         Max     -73.613      -5.070      -0.590     -0.0278 
          40     0.67500       COMB6 Combination         Min     -78.979       1.290      -0.590     -0.0278 
          40     2.66250       COMB6 Combination         Min     -76.296      -1.890      -0.590     -0.0278 
          40     4.65000       COMB6 Combination         Min     -73.613      -5.070      -0.590     -0.0278 
          40     0.67500       COMB7 Combination         Max     -72.100      -1.298       0.814  -6.516E-05 
          40     2.66250       COMB7 Combination         Max     -69.417      -1.298       0.814  -6.516E-05 
          40     4.65000       COMB7 Combination         Max     -66.734      -1.298       0.814  -6.516E-05 
          40     0.67500       COMB7 Combination         Min     -72.100      -1.298       0.814  -6.516E-05 
          40     2.66250       COMB7 Combination         Min     -69.417      -1.298       0.814  -6.516E-05 
          40     4.65000       COMB7 Combination         Min     -66.734      -1.298       0.814  -6.516E-05 
          40     0.67500       COMB8 Combination         Max     -83.458      -2.129       0.820  -1.193E-04 
          40     2.66250       COMB8 Combination         Max     -80.774      -2.129       0.820  -1.193E-04 
          40     4.65000       COMB8 Combination         Max     -78.091      -2.129       0.820  -1.193E-04 
          40     0.67500       COMB8 Combination         Min     -83.458      -2.129       0.820  -1.193E-04 
          40     2.66250       COMB8 Combination         Min     -80.774      -2.129       0.820  -1.193E-04 
          40     4.65000       COMB8 Combination         Min     -78.091      -2.129       0.820  -1.193E-04 
          40     0.67500       COMB9 Combination         Max     -69.316      -1.094       1.019  -1.159E-04 
          40     2.66250       COMB9 Combination         Max     -66.633      -1.094       1.019  -1.159E-04 
          40     4.65000       COMB9 Combination         Max     -63.950      -1.094       1.019  -1.159E-04 
          40     0.67500       COMB9 Combination         Min     -69.316      -1.094       1.019  -1.159E-04 
          40     2.66250       COMB9 Combination         Min     -66.633      -1.094       1.019  -1.159E-04 
          40     4.65000       COMB9 Combination         Min     -63.950      -1.094       1.019  -1.159E-04 
          40     0.67500      COMB10 Combination         Max     -68.928       2.773       1.007     -0.0278 
          40     2.66250      COMB10 Combination         Max     -66.245      -0.407       1.007     -0.0278 
          40     4.65000      COMB10 Combination         Max     -63.562      -3.587       1.007     -0.0278 
          40     0.67500      COMB10 Combination         Min     -68.928       2.773       1.007     -0.0278 
          40     2.66250      COMB10 Combination         Min     -66.245      -0.407       1.007     -0.0278 
          40     4.65000      COMB10 Combination         Min     -63.562      -3.587       1.007     -0.0278 
          40     0.67500      COMB11 Combination         Max     -80.673      -1.925       1.025  -1.700E-04 
          40     2.66250      COMB11 Combination         Max     -77.990      -1.925       1.025  -1.700E-04 
          40     4.65000      COMB11 Combination         Max     -75.307      -1.925       1.025  -1.700E-04 
          40     0.67500      COMB11 Combination         Min     -80.673      -1.925       1.025  -1.700E-04 
          40     2.66250      COMB11 Combination         Min     -77.990      -1.925       1.025  -1.700E-04 
          40     4.65000      COMB11 Combination         Min     -75.307      -1.925       1.025  -1.700E-04 
          40     0.67500      COMB12 Combination         Max     -80.286       1.943       1.012     -0.0278 
          40     2.66250      COMB12 Combination         Max     -77.602      -1.237       1.012     -0.0278 
          40     4.65000      COMB12 Combination         Max     -74.919      -4.417       1.012     -0.0278 
          40     0.67500      COMB12 Combination         Min     -80.286       1.943       1.012     -0.0278 
          40     2.66250      COMB12 Combination         Min     -77.602      -1.237       1.012     -0.0278 
          40     4.65000      COMB12 Combination         Min     -74.919      -4.417       1.012     -0.0278 
          40     0.67500      COMB13 Combination         Max     -82.737      -2.456       3.511  -2.137E-05 
          40     2.66250      COMB13 Combination         Max     -80.054      -2.456       3.511  -2.137E-05 
          40     4.65000      COMB13 Combination         Max     -77.371      -2.456       3.511  -2.137E-05 
          40     0.67500      COMB13 Combination         Min     -82.872      -2.456      -3.473  -2.374E-04 
          40     2.66250      COMB13 Combination         Min     -80.188      -2.456      -3.473  -2.374E-04 
          40     4.65000      COMB13 Combination         Min     -77.505      -2.456      -3.473  -2.374E-04 
          40     0.67500      COMB14 Combination         Max     -81.496      -1.175       0.660      0.0740 
          40     2.66250      COMB14 Combination         Max     -78.813      -1.175       0.660      0.0740 
          40     4.65000      COMB14 Combination         Max     -76.130      -1.175       0.660      0.0740 
          40     0.67500      COMB14 Combination         Min     -84.113      -3.736      -0.623     -0.0742 
          40     2.66250      COMB14 Combination         Min     -81.430      -3.736      -0.623     -0.0742 
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          40     4.65000      COMB14 Combination         Min     -78.746      -3.736      -0.623     -0.0742 
          40     0.67500         INV Combination         Max     -67.622       2.773       3.511      0.0740 
          40     2.66250         INV Combination         Max     -64.939      -0.407       3.511      0.0740 
          40     4.65000         INV Combination         Max     -62.256      -1.094       3.511      0.0740 
          40     0.67500         INV Combination         Min     -84.113      -3.736      -3.473     -0.0742 
          40     2.66250         INV Combination         Min     -81.430      -3.736      -3.473     -0.0742 
          40     4.65000         INV Combination         Min     -78.746      -5.070      -3.473     -0.0742 
          41     0.67500          PP   LinStatic                 -85.777      -2.163       0.011  -2.184E-04 
          41     2.61250          PP   LinStatic                 -81.418      -2.163       0.011  -2.184E-04 
          41     4.55000          PP   LinStatic                 -77.059      -2.163       0.011  -2.184E-04 
          41     0.67500        PERM   LinStatic                 -31.345      -6.326   2.433E-03     -0.0012 
          41     2.61250        PERM   LinStatic                 -31.345      -6.326   2.433E-03     -0.0012 
          41     4.55000        PERM   LinStatic                 -31.345      -6.326   2.433E-03     -0.0012 
          41     0.67500        NEVE   LinStatic                 -21.447      -4.328   1.665E-03  -8.064E-04 
          41     2.61250        NEVE   LinStatic                 -21.447      -4.328   1.665E-03  -8.064E-04 
          41     4.55000        NEVE   LinStatic                 -21.447      -4.328   1.665E-03  -8.064E-04 
          41     0.67500      VENTOX   LinStatic                   5.295       1.065       0.354  -3.997E-04 
          41     2.61250      VENTOX   LinStatic                   5.295       1.065       0.354  -3.997E-04 
          41     4.55000      VENTOX   LinStatic                   5.295       1.065       0.354  -3.997E-04 
          41     0.67500      VENTOY   LinStatic                   5.850       7.610       0.334     -0.0995 
          41     2.61250      VENTOY   LinStatic                   5.850       4.510       0.334     -0.0995 
          41     4.55000      VENTOY   LinStatic                   5.850       1.410       0.334     -0.0995 
          41     0.67500      SISMAX LinRespSpec         Max       0.289   1.682E-03       6.001   8.792E-04 
          41     2.61250      SISMAX LinRespSpec         Max       0.289   1.682E-03       6.001   8.792E-04 
          41     4.55000      SISMAX LinRespSpec         Max       0.289   1.682E-03       6.001   8.792E-04 
          41     0.67500      SISMAY LinRespSpec         Max       2.128       6.127       1.104      0.2418 
          41     2.61250      SISMAY LinRespSpec         Max       2.128       6.127       1.104      0.2418 
          41     4.55000      SISMAY LinRespSpec         Max       2.128       6.127       1.104      0.2418 
          41     0.67500        TERM   LinStatic                   1.297      -1.660      -2.453  -3.413E-04 
          41     2.61250        TERM   LinStatic                   1.297      -1.660      -2.453  -3.413E-04 
          41     4.55000        TERM   LinStatic                   1.297      -1.660      -2.453  -3.413E-04 
          41     0.67500       COMB1 Combination         Max    -115.825     -10.148      -2.439     -0.0017 
          41     2.61250       COMB1 Combination         Max    -111.466     -10.148      -2.439     -0.0017 
          41     4.55000       COMB1 Combination         Max    -107.107     -10.148      -2.439     -0.0017 
          41     0.67500       COMB1 Combination         Min    -115.825     -10.148      -2.439     -0.0017 
          41     2.61250       COMB1 Combination         Min    -111.466     -10.148      -2.439     -0.0017 
          41     4.55000       COMB1 Combination         Min    -107.107     -10.148      -2.439     -0.0017 
          41     0.67500       COMB2 Combination         Max    -137.272     -14.476      -2.437     -0.0025 
          41     2.61250       COMB2 Combination         Max    -132.912     -14.476      -2.437     -0.0025 
          41     4.55000       COMB2 Combination         Max    -128.553     -14.476      -2.437     -0.0025 
          41     0.67500       COMB2 Combination         Min    -137.272     -14.476      -2.437     -0.0025 
          41     2.61250       COMB2 Combination         Min    -132.912     -14.476      -2.437     -0.0025 
          41     4.55000       COMB2 Combination         Min    -128.553     -14.476      -2.437     -0.0025 
          41     0.67500       COMB3 Combination         Max    -110.531      -9.084      -2.085     -0.0021 
          41     2.61250       COMB3 Combination         Max    -106.171      -9.084      -2.085     -0.0021 
          41     4.55000       COMB3 Combination         Max    -101.812      -9.084      -2.085     -0.0021 
          41     0.67500       COMB3 Combination         Min    -110.531      -9.084      -2.085     -0.0021 
          41     2.61250       COMB3 Combination         Min    -106.171      -9.084      -2.085     -0.0021 
          41     4.55000       COMB3 Combination         Min    -101.812      -9.084      -2.085     -0.0021 
          41     0.67500       COMB4 Combination         Max    -109.975      -2.538      -2.105     -0.1013 
          41     2.61250       COMB4 Combination         Max    -105.616      -5.638      -2.105     -0.1013 
          41     4.55000       COMB4 Combination         Max    -101.256      -8.738      -2.105     -0.1013 
          41     0.67500       COMB4 Combination         Min    -109.975      -2.538      -2.105     -0.1013 
          41     2.61250       COMB4 Combination         Min    -105.616      -5.638      -2.105     -0.1013 
          41     4.55000       COMB4 Combination         Min    -101.256      -8.738      -2.105     -0.1013 
          41     0.67500       COMB5 Combination         Max    -131.977     -13.412      -2.083     -0.0029 
          41     2.61250       COMB5 Combination         Max    -127.618     -13.412      -2.083     -0.0029 
          41     4.55000       COMB5 Combination         Max    -123.258     -13.412      -2.083     -0.0029 
          41     0.67500       COMB5 Combination         Min    -131.977     -13.412      -2.083     -0.0029 
          41     2.61250       COMB5 Combination         Min    -127.618     -13.412      -2.083     -0.0029 
          41     4.55000       COMB5 Combination         Min    -123.258     -13.412      -2.083     -0.0029 
          41     0.67500       COMB6 Combination         Max    -131.421      -6.866      -2.104     -0.1021 
          41     2.61250       COMB6 Combination         Max    -127.062      -9.966      -2.104     -0.1021 
          41     4.55000       COMB6 Combination         Max    -122.703     -13.066      -2.104     -0.1021 
          41     0.67500       COMB6 Combination         Min    -131.421      -6.866      -2.104     -0.1021 
          41     2.61250       COMB6 Combination         Min    -127.062      -9.966      -2.104     -0.1021 
          41     4.55000       COMB6 Combination         Min    -122.703     -13.066      -2.104     -0.1021 
          41     0.67500       COMB7 Combination         Max    -118.419      -6.829       2.466     -0.0011 
          41     2.61250       COMB7 Combination         Max    -114.060      -6.829       2.466     -0.0011 
          41     4.55000       COMB7 Combination         Max    -109.700      -6.829       2.466     -0.0011 
          41     0.67500       COMB7 Combination         Min    -118.419      -6.829       2.466     -0.0011 
          41     2.61250       COMB7 Combination         Min    -114.060      -6.829       2.466     -0.0011 
          41     4.55000       COMB7 Combination         Min    -109.700      -6.829       2.466     -0.0011 
          41     0.67500       COMB8 Combination         Max    -139.866     -11.157       2.468     -0.0019 
          41     2.61250       COMB8 Combination         Max    -135.506     -11.157       2.468     -0.0019 
          41     4.55000       COMB8 Combination         Max    -131.147     -11.157       2.468     -0.0019 
          41     0.67500       COMB8 Combination         Min    -139.866     -11.157       2.468     -0.0019 
          41     2.61250       COMB8 Combination         Min    -135.506     -11.157       2.468     -0.0019 
          41     4.55000       COMB8 Combination         Min    -131.147     -11.157       2.468     -0.0019 
          41     0.67500       COMB9 Combination         Max    -113.124      -5.765       2.820     -0.0015 
          41     2.61250       COMB9 Combination         Max    -108.765      -5.765       2.820     -0.0015 
          41     4.55000       COMB9 Combination         Max    -104.406      -5.765       2.820     -0.0015 
          41     0.67500       COMB9 Combination         Min    -113.124      -5.765       2.820     -0.0015 
          41     2.61250       COMB9 Combination         Min    -108.765      -5.765       2.820     -0.0015 
          41     4.55000       COMB9 Combination         Min    -104.406      -5.765       2.820     -0.0015 
          41     0.67500      COMB10 Combination         Max    -112.569       0.781       2.800     -0.1006 
          41     2.61250      COMB10 Combination         Max    -108.209      -2.319       2.800     -0.1006 
          41     4.55000      COMB10 Combination         Max    -103.850      -5.419       2.800     -0.1006 
          41     0.67500      COMB10 Combination         Min    -112.569       0.781       2.800     -0.1006 
          41     2.61250      COMB10 Combination         Min    -108.209      -2.319       2.800     -0.1006 
          41     4.55000      COMB10 Combination         Min    -103.850      -5.419       2.800     -0.1006 
          41     0.67500      COMB11 Combination         Max    -134.571     -10.093       2.822     -0.0023 
          41     2.61250      COMB11 Combination         Max    -130.212     -10.093       2.822     -0.0023 
          41     4.55000      COMB11 Combination         Max    -125.852     -10.093       2.822     -0.0023 
          41     0.67500      COMB11 Combination         Min    -134.571     -10.093       2.822     -0.0023 
          41     2.61250      COMB11 Combination         Min    -130.212     -10.093       2.822     -0.0023 
          41     4.55000      COMB11 Combination         Min    -125.852     -10.093       2.822     -0.0023 
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          41     0.67500      COMB12 Combination         Max    -134.015      -3.547       2.801     -0.1014 
          41     2.61250      COMB12 Combination         Max    -129.656      -6.647       2.801     -0.1014 
          41     4.55000      COMB12 Combination         Max    -125.297      -9.747       2.801     -0.1014 
          41     0.67500      COMB12 Combination         Min    -134.015      -3.547       2.801     -0.1014 
          41     2.61250      COMB12 Combination         Min    -129.656      -6.647       2.801     -0.1014 
          41     4.55000      COMB12 Combination         Min    -125.297      -9.747       2.801     -0.1014 
          41     0.67500      COMB13 Combination         Max    -138.280     -12.815       6.016     -0.0013 
          41     2.61250      COMB13 Combination         Max    -133.921     -12.815       6.016     -0.0013 
          41     4.55000      COMB13 Combination         Max    -129.561     -12.815       6.016     -0.0013 
          41     0.67500      COMB13 Combination         Min    -138.858     -12.819      -5.985     -0.0031 
          41     2.61250      COMB13 Combination         Min    -134.498     -12.819      -5.985     -0.0031 
          41     4.55000      COMB13 Combination         Min    -130.139     -12.819      -5.985     -0.0031 
          41     0.67500      COMB14 Combination         Max    -136.441      -6.690       1.119      0.2396 
          41     2.61250      COMB14 Combination         Max    -132.081      -6.690       1.119      0.2396 
          41     4.55000      COMB14 Combination         Max    -127.722      -6.690       1.119      0.2396 
          41     0.67500      COMB14 Combination         Min    -140.697     -18.944      -1.088     -0.2440 
          41     2.61250      COMB14 Combination         Min    -136.338     -18.944      -1.088     -0.2440 
          41     4.55000      COMB14 Combination         Min    -131.978     -18.944      -1.088     -0.2440 
          41     0.67500         INV Combination         Max    -109.975       0.781       6.016      0.2396 
          41     2.61250         INV Combination         Max    -105.616      -2.319       6.016      0.2396 
          41     4.55000         INV Combination         Max    -101.256      -5.419       6.016      0.2396 
          41     0.67500         INV Combination         Min    -140.697     -18.944      -5.985     -0.2440 
          41     2.61250         INV Combination         Min    -136.338     -18.944      -5.985     -0.2440 
          41     4.55000         INV Combination         Min    -131.978     -18.944      -5.985     -0.2440 
          42     0.67500          PP   LinStatic                 -56.416      -0.381  -1.815E-03  -2.408E-04 
          42     2.66250          PP   LinStatic                 -53.733      -0.381  -1.815E-03  -2.408E-04 
          42     4.65000          PP   LinStatic                 -51.050      -0.381  -1.815E-03  -2.408E-04 
          42     0.67500        PERM   LinStatic                 -15.460      -0.995      -0.013  -8.244E-04 
          42     2.66250        PERM   LinStatic                 -15.460      -0.995      -0.013  -8.244E-04 
          42     4.65000        PERM   LinStatic                 -15.460      -0.995      -0.013  -8.244E-04 
          42     0.67500        NEVE   LinStatic                 -10.578      -0.681  -8.590E-03  -5.641E-04 
          42     2.66250        NEVE   LinStatic                 -10.578      -0.681  -8.590E-03  -5.641E-04 
          42     4.65000        NEVE   LinStatic                 -10.578      -0.681  -8.590E-03  -5.641E-04 
          42     0.67500      VENTOX   LinStatic                   2.727       0.167       0.208  -6.789E-05 
          42     2.66250      VENTOX   LinStatic                   2.727       0.167       0.208  -6.789E-05 
          42     4.65000      VENTOX   LinStatic                   2.727       0.167       0.208  -6.789E-05 
          42     0.67500      VENTOY   LinStatic                   2.803       3.939       0.197     -0.0339 
          42     2.66250      VENTOY   LinStatic                   2.803       0.759       0.197     -0.0339 
          42     4.65000      VENTOY   LinStatic                   2.803      -2.421       0.197     -0.0339 
          42     0.67500      SISMAX LinRespSpec         Max       1.067   1.343E-03       3.497   3.070E-04 
          42     2.66250      SISMAX LinRespSpec         Max       1.067   1.343E-03       3.497   3.070E-04 
          42     4.65000      SISMAX LinRespSpec         Max       1.067   1.343E-03       3.497   3.070E-04 
          42     0.67500      SISMAY LinRespSpec         Max       0.865       1.130       0.643      0.0786 
          42     2.66250      SISMAY LinRespSpec         Max       0.865       1.130       0.643      0.0786 
          42     4.65000      SISMAY LinRespSpec         Max       0.865       1.130       0.643      0.0786 
          42     0.67500        TERM   LinStatic                   1.813      -0.336      -2.054  -2.533E-04 
          42     2.66250        TERM   LinStatic                   1.813      -0.336      -2.054  -2.533E-04 
          42     4.65000        TERM   LinStatic                   1.813      -0.336      -2.054  -2.533E-04 
          42     0.67500       COMB1 Combination         Max     -70.063      -1.712      -2.068     -0.0013 
          42     2.66250       COMB1 Combination         Max     -67.380      -1.712      -2.068     -0.0013 
          42     4.65000       COMB1 Combination         Max     -64.697      -1.712      -2.068     -0.0013 
          42     0.67500       COMB1 Combination         Min     -70.063      -1.712      -2.068     -0.0013 
          42     2.66250       COMB1 Combination         Min     -67.380      -1.712      -2.068     -0.0013 
          42     4.65000       COMB1 Combination         Min     -64.697      -1.712      -2.068     -0.0013 
          42     0.67500       COMB2 Combination         Max     -80.641      -2.393      -2.077     -0.0019 
          42     2.66250       COMB2 Combination         Max     -77.958      -2.393      -2.077     -0.0019 
          42     4.65000       COMB2 Combination         Max     -75.274      -2.393      -2.077     -0.0019 
          42     0.67500       COMB2 Combination         Min     -80.641      -2.393      -2.077     -0.0019 
          42     2.66250       COMB2 Combination         Min     -77.958      -2.393      -2.077     -0.0019 
          42     4.65000       COMB2 Combination         Min     -75.274      -2.393      -2.077     -0.0019 
          42     0.67500       COMB3 Combination         Max     -67.336      -1.545      -1.860     -0.0014 
          42     2.66250       COMB3 Combination         Max     -64.652      -1.545      -1.860     -0.0014 
          42     4.65000       COMB3 Combination         Max     -61.969      -1.545      -1.860     -0.0014 
          42     0.67500       COMB3 Combination         Min     -67.336      -1.545      -1.860     -0.0014 
          42     2.66250       COMB3 Combination         Min     -64.652      -1.545      -1.860     -0.0014 
          42     4.65000       COMB3 Combination         Min     -61.969      -1.545      -1.860     -0.0014 
          42     0.67500       COMB4 Combination         Max     -67.260       2.226      -1.872     -0.0352 
          42     2.66250       COMB4 Combination         Max     -64.577      -0.954      -1.872     -0.0352 
          42     4.65000       COMB4 Combination         Max     -61.894      -4.134      -1.872     -0.0352 
          42     0.67500       COMB4 Combination         Min     -67.260       2.226      -1.872     -0.0352 
          42     2.66250       COMB4 Combination         Min     -64.577      -0.954      -1.872     -0.0352 
          42     4.65000       COMB4 Combination         Min     -61.894      -4.134      -1.872     -0.0352 
          42     0.67500       COMB5 Combination         Max     -77.913      -2.226      -1.869     -0.0020 
          42     2.66250       COMB5 Combination         Max     -75.230      -2.226      -1.869     -0.0020 
          42     4.65000       COMB5 Combination         Max     -72.547      -2.226      -1.869     -0.0020 
          42     0.67500       COMB5 Combination         Min     -77.913      -2.226      -1.869     -0.0020 
          42     2.66250       COMB5 Combination         Min     -75.230      -2.226      -1.869     -0.0020 
          42     4.65000       COMB5 Combination         Min     -72.547      -2.226      -1.869     -0.0020 
          42     0.67500       COMB6 Combination         Max     -77.838       1.545      -1.880     -0.0358 
          42     2.66250       COMB6 Combination         Max     -75.155      -1.635      -1.880     -0.0358 
          42     4.65000       COMB6 Combination         Max     -72.472      -4.815      -1.880     -0.0358 
          42     0.67500       COMB6 Combination         Min     -77.838       1.545      -1.880     -0.0358 
          42     2.66250       COMB6 Combination         Min     -75.155      -1.635      -1.880     -0.0358 
          42     4.65000       COMB6 Combination         Min     -72.472      -4.815      -1.880     -0.0358 
          42     0.67500       COMB7 Combination         Max     -73.690      -1.039       2.040  -8.120E-04 
          42     2.66250       COMB7 Combination         Max     -71.006      -1.039       2.040  -8.120E-04 
          42     4.65000       COMB7 Combination         Max     -68.323      -1.039       2.040  -8.120E-04 
          42     0.67500       COMB7 Combination         Min     -73.690      -1.039       2.040  -8.120E-04 
          42     2.66250       COMB7 Combination         Min     -71.006      -1.039       2.040  -8.120E-04 
          42     4.65000       COMB7 Combination         Min     -68.323      -1.039       2.040  -8.120E-04 
          42     0.67500       COMB8 Combination         Max     -84.267      -1.721       2.031     -0.0014 
          42     2.66250       COMB8 Combination         Max     -81.584      -1.721       2.031     -0.0014 
          42     4.65000       COMB8 Combination         Max     -78.901      -1.721       2.031     -0.0014 
          42     0.67500       COMB8 Combination         Min     -84.267      -1.721       2.031     -0.0014 
          42     2.66250       COMB8 Combination         Min     -81.584      -1.721       2.031     -0.0014 
          42     4.65000       COMB8 Combination         Min     -78.901      -1.721       2.031     -0.0014 
          42     0.67500       COMB9 Combination         Max     -70.962      -0.872       2.248  -8.799E-04 
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          42     2.66250       COMB9 Combination         Max     -68.279      -0.872       2.248  -8.799E-04 
          42     4.65000       COMB9 Combination         Max     -65.596      -0.872       2.248  -8.799E-04 
          42     0.67500       COMB9 Combination         Min     -70.962      -0.872       2.248  -8.799E-04 
          42     2.66250       COMB9 Combination         Min     -68.279      -0.872       2.248  -8.799E-04 
          42     4.65000       COMB9 Combination         Min     -65.596      -0.872       2.248  -8.799E-04 
          42     0.67500      COMB10 Combination         Max     -70.887       2.899       2.236     -0.0347 
          42     2.66250      COMB10 Combination         Max     -68.204      -0.281       2.236     -0.0347 
          42     4.65000      COMB10 Combination         Max     -65.520      -3.461       2.236     -0.0347 
          42     0.67500      COMB10 Combination         Min     -70.887       2.899       2.236     -0.0347 
          42     2.66250      COMB10 Combination         Min     -68.204      -0.281       2.236     -0.0347 
          42     4.65000      COMB10 Combination         Min     -65.520      -3.461       2.236     -0.0347 
          42     0.67500      COMB11 Combination         Max     -81.540      -1.553       2.239     -0.0014 
          42     2.66250      COMB11 Combination         Max     -78.857      -1.553       2.239     -0.0014 
          42     4.65000      COMB11 Combination         Max     -76.174      -1.553       2.239     -0.0014 
          42     0.67500      COMB11 Combination         Min     -81.540      -1.553       2.239     -0.0014 
          42     2.66250      COMB11 Combination         Min     -78.857      -1.553       2.239     -0.0014 
          42     4.65000      COMB11 Combination         Min     -76.174      -1.553       2.239     -0.0014 
          42     0.67500      COMB12 Combination         Max     -81.465       2.218       2.228     -0.0353 
          42     2.66250      COMB12 Combination         Max     -78.781      -0.962       2.228     -0.0353 
          42     4.65000      COMB12 Combination         Max     -76.098      -4.142       2.228     -0.0353 
          42     0.67500      COMB12 Combination         Min     -81.465       2.218       2.228     -0.0353 
          42     2.66250      COMB12 Combination         Min     -78.781      -0.962       2.228     -0.0353 
          42     4.65000      COMB12 Combination         Min     -76.098      -4.142       2.228     -0.0353 
          42     0.67500      COMB13 Combination         Max     -81.387      -2.056       3.474     -0.0013 
          42     2.66250      COMB13 Combination         Max     -78.704      -2.056       3.474     -0.0013 
          42     4.65000      COMB13 Combination         Max     -76.021      -2.056       3.474     -0.0013 
          42     0.67500      COMB13 Combination         Min     -83.521      -2.058      -3.519     -0.0019 
          42     2.66250      COMB13 Combination         Min     -80.838      -2.058      -3.519     -0.0019 
          42     4.65000      COMB13 Combination         Min     -78.155      -2.058      -3.519     -0.0019 
          42     0.67500      COMB14 Combination         Max     -81.589      -0.927       0.620      0.0770 
          42     2.66250      COMB14 Combination         Max     -78.906      -0.927       0.620      0.0770 
          42     4.65000      COMB14 Combination         Max     -76.223      -0.927       0.620      0.0770 
          42     0.67500      COMB14 Combination         Min     -83.319      -3.187      -0.666     -0.0802 
          42     2.66250      COMB14 Combination         Min     -80.636      -3.187      -0.666     -0.0802 
          42     4.65000      COMB14 Combination         Min     -77.953      -3.187      -0.666     -0.0802 
          42     0.67500         INV Combination         Max     -67.260       2.899       3.474      0.0770 
          42     2.66250         INV Combination         Max     -64.577      -0.281       3.474      0.0770 
          42     4.65000         INV Combination         Max     -61.894      -0.872       3.474      0.0770 
          42     0.67500         INV Combination         Min     -84.267      -3.187      -3.519     -0.0802 
          42     2.66250         INV Combination         Min     -81.584      -3.187      -3.519     -0.0802 
          42     4.65000         INV Combination         Min     -78.901      -4.815      -3.519     -0.0802 
          43     0.67500          PP   LinStatic                 -81.391      -1.867      -0.086     -0.0018 
          43     2.61250          PP   LinStatic                 -77.032      -1.867      -0.086     -0.0018 
          43     4.55000          PP   LinStatic                 -72.673      -1.867      -0.086     -0.0018 
          43     0.67500        PERM   LinStatic                 -22.969      -4.214      -0.049     -0.0047 
          43     2.61250        PERM   LinStatic                 -22.969      -4.214      -0.049     -0.0047 
          43     4.55000        PERM   LinStatic                 -22.969      -4.214      -0.049     -0.0047 
          43     0.67500        NEVE   LinStatic                 -15.716      -2.883      -0.033     -0.0032 
          43     2.61250        NEVE   LinStatic                 -15.716      -2.883      -0.033     -0.0032 
          43     4.55000        NEVE   LinStatic                 -15.716      -2.883      -0.033     -0.0032 
          43     0.67500      VENTOX   LinStatic                   4.355       0.707       0.364      0.0010 
          43     2.61250      VENTOX   LinStatic                   4.355       0.707       0.364      0.0010 
          43     4.55000      VENTOX   LinStatic                   4.355       0.707       0.364      0.0010 
          43     0.67500      VENTOY   LinStatic                   4.616       6.715       0.338     -0.1015 
          43     2.61250      VENTOY   LinStatic                   4.616       3.615       0.338     -0.1015 
          43     4.55000      VENTOY   LinStatic                   4.616       0.515       0.338     -0.1015 
          43     0.67500      SISMAX LinRespSpec         Max       2.545       0.011       5.983   5.004E-04 
          43     2.61250      SISMAX LinRespSpec         Max       2.545       0.011       5.983   5.004E-04 
          43     4.55000      SISMAX LinRespSpec         Max       2.545       0.011       5.983   5.004E-04 
          43     0.67500      SISMAY LinRespSpec         Max       2.442       5.408       1.097      0.2388 
          43     2.61250      SISMAY LinRespSpec         Max       2.442       5.408       1.097      0.2388 
          43     4.55000      SISMAY LinRespSpec         Max       2.442       5.408       1.097      0.2388 
          43     0.67500        TERM   LinStatic                   2.853      -1.755      -4.574     -0.0013 
          43     2.61250        TERM   LinStatic                   2.853      -1.755      -4.574     -0.0013 
          43     4.55000        TERM   LinStatic                   2.853      -1.755      -4.574     -0.0013 
          43     0.67500       COMB1 Combination         Max    -101.508      -7.835      -4.708     -0.0077 
          43     2.61250       COMB1 Combination         Max     -97.148      -7.835      -4.708     -0.0077 
          43     4.55000       COMB1 Combination         Max     -92.789      -7.835      -4.708     -0.0077 
          43     0.67500       COMB1 Combination         Min    -101.508      -7.835      -4.708     -0.0077 
          43     2.61250       COMB1 Combination         Min     -97.148      -7.835      -4.708     -0.0077 
          43     4.55000       COMB1 Combination         Min     -92.789      -7.835      -4.708     -0.0077 
          43     0.67500       COMB2 Combination         Max    -117.223     -10.718      -4.742     -0.0109 
          43     2.61250       COMB2 Combination         Max    -112.864     -10.718      -4.742     -0.0109 
          43     4.55000       COMB2 Combination         Max    -108.505     -10.718      -4.742     -0.0109 
          43     0.67500       COMB2 Combination         Min    -117.223     -10.718      -4.742     -0.0109 
          43     2.61250       COMB2 Combination         Min    -112.864     -10.718      -4.742     -0.0109 
          43     4.55000       COMB2 Combination         Min    -108.505     -10.718      -4.742     -0.0109 
          43     0.67500       COMB3 Combination         Max     -97.152      -7.128      -4.345     -0.0067 
          43     2.61250       COMB3 Combination         Max     -92.793      -7.128      -4.345     -0.0067 
          43     4.55000       COMB3 Combination         Max     -88.434      -7.128      -4.345     -0.0067 
          43     0.67500       COMB3 Combination         Min     -97.152      -7.128      -4.345     -0.0067 
          43     2.61250       COMB3 Combination         Min     -92.793      -7.128      -4.345     -0.0067 
          43     4.55000       COMB3 Combination         Min     -88.434      -7.128      -4.345     -0.0067 
          43     0.67500       COMB4 Combination         Max     -96.891      -1.120      -4.371     -0.1092 
          43     2.61250       COMB4 Combination         Max     -92.532      -4.220      -4.371     -0.1092 
          43     4.55000       COMB4 Combination         Max     -88.172      -7.320      -4.371     -0.1092 
          43     0.67500       COMB4 Combination         Min     -96.891      -1.120      -4.371     -0.1092 
          43     2.61250       COMB4 Combination         Min     -92.532      -4.220      -4.371     -0.1092 
          43     4.55000       COMB4 Combination         Min     -88.172      -7.320      -4.371     -0.1092 
          43     0.67500       COMB5 Combination         Max    -112.868     -10.012      -4.378     -0.0099 
          43     2.61250       COMB5 Combination         Max    -108.509     -10.012      -4.378     -0.0099 
          43     4.55000       COMB5 Combination         Max    -104.150     -10.012      -4.378     -0.0099 
          43     0.67500       COMB5 Combination         Min    -112.868     -10.012      -4.378     -0.0099 
          43     2.61250       COMB5 Combination         Min    -108.509     -10.012      -4.378     -0.0099 
          43     4.55000       COMB5 Combination         Min    -104.150     -10.012      -4.378     -0.0099 
          43     0.67500       COMB6 Combination         Max    -112.607      -4.003      -4.404     -0.1124 
          43     2.61250       COMB6 Combination         Max    -108.248      -7.103      -4.404     -0.1124 
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          43     4.55000       COMB6 Combination         Max    -103.888     -10.203      -4.404     -0.1124 
          43     0.67500       COMB6 Combination         Min    -112.607      -4.003      -4.404     -0.1124 
          43     2.61250       COMB6 Combination         Min    -108.248      -7.103      -4.404     -0.1124 
          43     4.55000       COMB6 Combination         Min    -103.888     -10.203      -4.404     -0.1124 
          43     0.67500       COMB7 Combination         Max    -107.214      -4.326       4.439     -0.0052 
          43     2.61250       COMB7 Combination         Max    -102.854      -4.326       4.439     -0.0052 
          43     4.55000       COMB7 Combination         Max     -98.495      -4.326       4.439     -0.0052 
          43     0.67500       COMB7 Combination         Min    -107.214      -4.326       4.439     -0.0052 
          43     2.61250       COMB7 Combination         Min    -102.854      -4.326       4.439     -0.0052 
          43     4.55000       COMB7 Combination         Min     -98.495      -4.326       4.439     -0.0052 
          43     0.67500       COMB8 Combination         Max    -122.930      -7.209       4.406     -0.0084 
          43     2.61250       COMB8 Combination         Max    -118.570      -7.209       4.406     -0.0084 
          43     4.55000       COMB8 Combination         Max    -114.211      -7.209       4.406     -0.0084 
          43     0.67500       COMB8 Combination         Min    -122.930      -7.209       4.406     -0.0084 
          43     2.61250       COMB8 Combination         Min    -118.570      -7.209       4.406     -0.0084 
          43     4.55000       COMB8 Combination         Min    -114.211      -7.209       4.406     -0.0084 
          43     0.67500       COMB9 Combination         Max    -102.859      -3.619       4.803     -0.0041 
          43     2.61250       COMB9 Combination         Max     -98.499      -3.619       4.803     -0.0041 
          43     4.55000       COMB9 Combination         Max     -94.140      -3.619       4.803     -0.0041 
          43     0.67500       COMB9 Combination         Min    -102.859      -3.619       4.803     -0.0041 
          43     2.61250       COMB9 Combination         Min     -98.499      -3.619       4.803     -0.0041 
          43     4.55000       COMB9 Combination         Min     -94.140      -3.619       4.803     -0.0041 
          43     0.67500      COMB10 Combination         Max    -102.597       2.389       4.777     -0.1066 
          43     2.61250      COMB10 Combination         Max     -98.238      -0.711       4.777     -0.1066 
          43     4.55000      COMB10 Combination         Max     -93.879      -3.811       4.777     -0.1066 
          43     0.67500      COMB10 Combination         Min    -102.597       2.389       4.777     -0.1066 
          43     2.61250      COMB10 Combination         Min     -98.238      -0.711       4.777     -0.1066 
          43     4.55000      COMB10 Combination         Min     -93.879      -3.811       4.777     -0.1066 
          43     0.67500      COMB11 Combination         Max    -118.574      -6.502       4.769     -0.0073 
          43     2.61250      COMB11 Combination         Max    -114.215      -6.502       4.769     -0.0073 
          43     4.55000      COMB11 Combination         Max    -109.856      -6.502       4.769     -0.0073 
          43     0.67500      COMB11 Combination         Min    -118.574      -6.502       4.769     -0.0073 
          43     2.61250      COMB11 Combination         Min    -114.215      -6.502       4.769     -0.0073 
          43     4.55000      COMB11 Combination         Min    -109.856      -6.502       4.769     -0.0073 
          43     0.67500      COMB12 Combination         Max    -118.313      -0.494       4.743     -0.1098 
          43     2.61250      COMB12 Combination         Max    -113.954      -3.594       4.743     -0.1098 
          43     4.55000      COMB12 Combination         Max    -109.594      -6.694       4.743     -0.1098 
          43     0.67500      COMB12 Combination         Min    -118.313      -0.494       4.743     -0.1098 
          43     2.61250      COMB12 Combination         Min    -113.954      -3.594       4.743     -0.1098 
          43     4.55000      COMB12 Combination         Min    -109.594      -6.694       4.743     -0.1098 
          43     0.67500      COMB13 Combination         Max    -117.532      -8.953       5.815     -0.0091 
          43     2.61250      COMB13 Combination         Max    -113.172      -8.953       5.815     -0.0091 
          43     4.55000      COMB13 Combination         Max    -108.813      -8.953       5.815     -0.0091 
          43     0.67500      COMB13 Combination         Min    -122.621      -8.975      -6.151     -0.0101 
          43     2.61250      COMB13 Combination         Min    -118.262      -8.975      -6.151     -0.0101 
          43     4.55000      COMB13 Combination         Min    -113.903      -8.975      -6.151     -0.0101 
          43     0.67500      COMB14 Combination         Max    -117.635      -3.556       0.929      0.2292 
          43     2.61250      COMB14 Combination         Max    -113.275      -3.556       0.929      0.2292 
          43     4.55000      COMB14 Combination         Max    -108.916      -3.556       0.929      0.2292 
          43     0.67500      COMB14 Combination         Min    -122.519     -14.372      -1.265     -0.2484 
          43     2.61250      COMB14 Combination         Min    -118.159     -14.372      -1.265     -0.2484 
          43     4.55000      COMB14 Combination         Min    -113.800     -14.372      -1.265     -0.2484 
          43     0.67500         INV Combination         Max     -96.891       2.389       5.815      0.2292 
          43     2.61250         INV Combination         Max     -92.532      -0.711       5.815      0.2292 
          43     4.55000         INV Combination         Max     -88.172      -3.556       5.815      0.2292 
          43     0.67500         INV Combination         Min    -122.930     -14.372      -6.151     -0.2484 
          43     2.61250         INV Combination         Min    -118.570     -14.372      -6.151     -0.2484 
          43     4.55000         INV Combination         Min    -114.211     -14.372      -6.151     -0.2484 
          44     0.67500          PP   LinStatic                 -58.819       0.200      -0.243     -0.0017 
          44     2.66250          PP   LinStatic                 -54.347       0.200      -0.243     -0.0017 
          44     4.65000          PP   LinStatic                 -49.875       0.200      -0.243     -0.0017 
          44     0.67500        PERM   LinStatic                  -2.990       0.123      -0.099     -0.0043 
          44     2.66250        PERM   LinStatic                  -2.990       0.123      -0.099     -0.0043 
          44     4.65000        PERM   LinStatic                  -2.990       0.123      -0.099     -0.0043 
          44     0.67500        NEVE   LinStatic                  -2.046       0.084      -0.068     -0.0029 
          44     2.66250        NEVE   LinStatic                  -2.046       0.084      -0.068     -0.0029 
          44     4.65000        NEVE   LinStatic                  -2.046       0.084      -0.068     -0.0029 
          44     0.67500      VENTOX   LinStatic                   0.194      -1.137       0.018      0.0049 
          44     2.66250      VENTOX   LinStatic                   0.194      -0.342       0.018      0.0049 
          44     4.65000      VENTOX   LinStatic                   0.194       0.453       0.018      0.0049 
          44     0.67500      VENTOY   LinStatic                   3.073      -0.334       4.240     -0.0819 
          44     2.66250      VENTOY   LinStatic                   3.073      -0.334       2.650     -0.0819 
          44     4.65000      VENTOY   LinStatic                   3.073      -0.334       1.060     -0.0819 
          44     0.67500      SISMAX LinRespSpec         Max       7.633       5.700       0.031      0.0059 
          44     2.66250      SISMAX LinRespSpec         Max       7.633       5.700       0.031      0.0059 
          44     4.65000      SISMAX LinRespSpec         Max       7.633       5.700       0.031      0.0059 
          44     0.67500      SISMAY LinRespSpec         Max       6.376       1.048       5.271      0.2220 
          44     2.66250      SISMAY LinRespSpec         Max       6.376       1.048       5.271      0.2220 
          44     4.65000      SISMAY LinRespSpec         Max       6.376       1.048       5.271      0.2220 
          44     0.67500        TERM   LinStatic                  -8.804       5.376      -2.009   7.889E-04 
          44     2.66250        TERM   LinStatic                  -8.804       5.376      -2.009   7.889E-04 
          44     4.65000        TERM   LinStatic                  -8.804       5.376      -2.009   7.889E-04 
          44     0.67500       COMB1 Combination         Max     -70.613       5.698      -2.351     -0.0052 
          44     2.66250       COMB1 Combination         Max     -66.141       5.698      -2.351     -0.0052 
          44     4.65000       COMB1 Combination         Max     -61.669       5.698      -2.351     -0.0052 
          44     0.67500       COMB1 Combination         Min     -70.613       5.698      -2.351     -0.0052 
          44     2.66250       COMB1 Combination         Min     -66.141       5.698      -2.351     -0.0052 
          44     4.65000       COMB1 Combination         Min     -61.669       5.698      -2.351     -0.0052 
          44     0.67500       COMB2 Combination         Max     -72.659       5.782      -2.419     -0.0081 
          44     2.66250       COMB2 Combination         Max     -68.187       5.782      -2.419     -0.0081 
          44     4.65000       COMB2 Combination         Max     -63.715       5.782      -2.419     -0.0081 
          44     0.67500       COMB2 Combination         Min     -72.659       5.782      -2.419     -0.0081 
          44     2.66250       COMB2 Combination         Min     -68.187       5.782      -2.419     -0.0081 
          44     4.65000       COMB2 Combination         Min     -63.715       5.782      -2.419     -0.0081 
          44     0.67500       COMB3 Combination         Max     -70.418       4.561      -2.333  -3.315E-04 
          44     2.66250       COMB3 Combination         Max     -65.947       5.356      -2.333  -3.315E-04 
          44     4.65000       COMB3 Combination         Max     -61.475       6.151      -2.333  -3.315E-04 
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          44     0.67500       COMB3 Combination         Min     -70.418       4.561      -2.333  -3.315E-04 
          44     2.66250       COMB3 Combination         Min     -65.947       5.356      -2.333  -3.315E-04 
          44     4.65000       COMB3 Combination         Min     -61.475       6.151      -2.333  -3.315E-04 
          44     0.67500       COMB4 Combination         Max     -67.540       5.364       1.888     -0.0871 
          44     2.66250       COMB4 Combination         Max     -63.068       5.364       0.298     -0.0871 
          44     4.65000       COMB4 Combination         Max     -58.596       5.364      -1.292     -0.0871 
          44     0.67500       COMB4 Combination         Min     -67.540       5.364       1.888     -0.0871 
          44     2.66250       COMB4 Combination         Min     -63.068       5.364       0.298     -0.0871 
          44     4.65000       COMB4 Combination         Min     -58.596       5.364      -1.292     -0.0871 
          44     0.67500       COMB5 Combination         Max     -72.464       4.645      -2.401     -0.0033 
          44     2.66250       COMB5 Combination         Max     -67.992       5.440      -2.401     -0.0033 
          44     4.65000       COMB5 Combination         Max     -63.521       6.235      -2.401     -0.0033 
          44     0.67500       COMB5 Combination         Min     -72.464       4.645      -2.401     -0.0033 
          44     2.66250       COMB5 Combination         Min     -67.992       5.440      -2.401     -0.0033 
          44     4.65000       COMB5 Combination         Min     -63.521       6.235      -2.401     -0.0033 
          44     0.67500       COMB6 Combination         Max     -69.586       5.448       1.821     -0.0900 
          44     2.66250       COMB6 Combination         Max     -65.114       5.448       0.231     -0.0900 
          44     4.65000       COMB6 Combination         Max     -60.642       5.448      -1.359     -0.0900 
          44     0.67500       COMB6 Combination         Min     -69.586       5.448       1.821     -0.0900 
          44     2.66250       COMB6 Combination         Min     -65.114       5.448       0.231     -0.0900 
          44     4.65000       COMB6 Combination         Min     -60.642       5.448      -1.359     -0.0900 
          44     0.67500       COMB7 Combination         Max     -53.005      -5.053       1.667     -0.0068 
          44     2.66250       COMB7 Combination         Max     -48.534      -5.053       1.667     -0.0068 
          44     4.65000       COMB7 Combination         Max     -44.062      -5.053       1.667     -0.0068 
          44     0.67500       COMB7 Combination         Min     -53.005      -5.053       1.667     -0.0068 
          44     2.66250       COMB7 Combination         Min     -48.534      -5.053       1.667     -0.0068 
          44     4.65000       COMB7 Combination         Min     -44.062      -5.053       1.667     -0.0068 
          44     0.67500       COMB8 Combination         Max     -55.051      -4.969       1.599     -0.0097 
          44     2.66250       COMB8 Combination         Max     -50.579      -4.969       1.599     -0.0097 
          44     4.65000       COMB8 Combination         Max     -46.108      -4.969       1.599     -0.0097 
          44     0.67500       COMB8 Combination         Min     -55.051      -4.969       1.599     -0.0097 
          44     2.66250       COMB8 Combination         Min     -50.579      -4.969       1.599     -0.0097 
          44     4.65000       COMB8 Combination         Min     -46.108      -4.969       1.599     -0.0097 
          44     0.67500       COMB9 Combination         Max     -52.811      -6.190       1.685     -0.0019 
          44     2.66250       COMB9 Combination         Max     -48.339      -5.395       1.685     -0.0019 
          44     4.65000       COMB9 Combination         Max     -43.867      -4.600       1.685     -0.0019 
          44     0.67500       COMB9 Combination         Min     -52.811      -6.190       1.685     -0.0019 
          44     2.66250       COMB9 Combination         Min     -48.339      -5.395       1.685     -0.0019 
          44     4.65000       COMB9 Combination         Min     -43.867      -4.600       1.685     -0.0019 
          44     0.67500      COMB10 Combination         Max     -49.933      -5.387       5.907     -0.0887 
          44     2.66250      COMB10 Combination         Max     -45.461      -5.387       4.317     -0.0887 
          44     4.65000      COMB10 Combination         Max     -40.989      -5.387       2.727     -0.0887 
          44     0.67500      COMB10 Combination         Min     -49.933      -5.387       5.907     -0.0887 
          44     2.66250      COMB10 Combination         Min     -45.461      -5.387       4.317     -0.0887 
          44     4.65000      COMB10 Combination         Min     -40.989      -5.387       2.727     -0.0887 
          44     0.67500      COMB11 Combination         Max     -54.857      -6.106       1.618     -0.0048 
          44     2.66250      COMB11 Combination         Max     -50.385      -5.311       1.618     -0.0048 
          44     4.65000      COMB11 Combination         Max     -45.913      -4.516       1.618     -0.0048 
          44     0.67500      COMB11 Combination         Min     -54.857      -6.106       1.618     -0.0048 
          44     2.66250      COMB11 Combination         Min     -50.385      -5.311       1.618     -0.0048 
          44     4.65000      COMB11 Combination         Min     -45.913      -4.516       1.618     -0.0048 
          44     0.67500      COMB12 Combination         Max     -51.979      -5.303       5.839     -0.0916 
          44     2.66250      COMB12 Combination         Max     -47.507      -5.303       4.249     -0.0916 
          44     4.65000      COMB12 Combination         Max     -43.035      -5.303       2.659     -0.0916 
          44     0.67500      COMB12 Combination         Min     -51.979      -5.303       5.839     -0.0916 
          44     2.66250      COMB12 Combination         Min     -47.507      -5.303       4.249     -0.0916 
          44     4.65000      COMB12 Combination         Min     -43.035      -5.303       2.659     -0.0916 
          44     0.67500      COMB13 Combination         Max     -56.222       6.106      -0.379     -0.0030 
          44     2.66250      COMB13 Combination         Max     -51.750       6.106      -0.379     -0.0030 
          44     4.65000      COMB13 Combination         Max     -47.278       6.106      -0.379     -0.0030 
          44     0.67500      COMB13 Combination         Min     -71.488      -5.293      -0.440     -0.0148 
          44     2.66250      COMB13 Combination         Min     -67.016      -5.293      -0.440     -0.0148 
          44     4.65000      COMB13 Combination         Min     -62.545      -5.293      -0.440     -0.0148 
          44     0.67500      COMB14 Combination         Max     -57.479       1.454       4.862      0.2131 
          44     2.66250      COMB14 Combination         Max     -53.008       1.454       4.862      0.2131 
          44     4.65000      COMB14 Combination         Max     -48.536       1.454       4.862      0.2131 
          44     0.67500      COMB14 Combination         Min     -70.231      -0.641      -5.681     -0.2309 
          44     2.66250      COMB14 Combination         Min     -65.759      -0.641      -5.681     -0.2309 
          44     4.65000      COMB14 Combination         Min     -61.287      -0.641      -5.681     -0.2309 
          44     0.67500         INV Combination         Max     -49.933       6.106       5.907      0.2131 
          44     2.66250         INV Combination         Max     -45.461       6.106       4.862      0.2131 
          44     4.65000         INV Combination         Max     -40.989       6.235       4.862      0.2131 
          44     0.67500         INV Combination         Min     -72.659      -6.190      -5.681     -0.2309 
          44     2.66250         INV Combination         Min     -68.187      -5.395      -5.681     -0.2309 
          44     4.65000         INV Combination         Min     -63.715      -5.387      -5.681     -0.2309 
          45     0.67500          PP   LinStatic                 -60.084       0.033      -0.044  -2.519E-04 
          45     2.66250          PP   LinStatic                 -57.401       0.033      -0.044  -2.519E-04 
          45     4.65000          PP   LinStatic                 -54.718       0.033      -0.044  -2.519E-04 
          45     0.67500        PERM   LinStatic                  -9.167       0.021   3.735E-03  -6.715E-04 
          45     2.66250        PERM   LinStatic                  -9.167       0.021   3.735E-03  -6.715E-04 
          45     4.65000        PERM   LinStatic                  -9.167       0.021   3.735E-03  -6.715E-04 
          45     0.67500        NEVE   LinStatic                  -6.272       0.015   2.556E-03  -4.595E-04 
          45     2.66250        NEVE   LinStatic                  -6.272       0.015   2.556E-03  -4.595E-04 
          45     4.65000        NEVE   LinStatic                  -6.272       0.015   2.556E-03  -4.595E-04 
          45     0.67500      VENTOX   LinStatic                   1.508      -1.706  -5.284E-05      0.0019 
          45     2.66250      VENTOX   LinStatic                   1.508      -0.116  -5.284E-05      0.0019 
          45     4.65000      VENTOX   LinStatic                   1.508       1.474  -5.284E-05      0.0019 
          45     0.67500      VENTOY   LinStatic                   1.295      -0.032       1.641     -0.0197 
          45     2.66250      VENTOY   LinStatic                   1.295      -0.032       1.641     -0.0197 
          45     4.65000      VENTOY   LinStatic                   1.295      -0.032       1.641     -0.0197 
          45     0.67500      SISMAX LinRespSpec         Max       0.930       1.026       0.012      0.0025 
          45     2.66250      SISMAX LinRespSpec         Max       0.930       1.026       0.012      0.0025 
          45     4.65000      SISMAX LinRespSpec         Max       0.930       1.026       0.012      0.0025 
          45     0.67500      SISMAY LinRespSpec         Max       1.300       0.103       3.217      0.0663 
          45     2.66250      SISMAY LinRespSpec         Max       1.300       0.103       3.217      0.0663 
          45     4.65000      SISMAY LinRespSpec         Max       1.300       0.103       3.217      0.0663 
          45     0.67500        TERM   LinStatic                   0.631       0.963      -0.610   7.228E-04 
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          45     2.66250        TERM   LinStatic                   0.631       0.963      -0.610   7.228E-04 
          45     4.65000        TERM   LinStatic                   0.631       0.963      -0.610   7.228E-04 
          45     0.67500       COMB1 Combination         Max     -68.621       1.018      -0.650  -2.006E-04 
          45     2.66250       COMB1 Combination         Max     -65.938       1.018      -0.650  -2.006E-04 
          45     4.65000       COMB1 Combination         Max     -63.254       1.018      -0.650  -2.006E-04 
          45     0.67500       COMB1 Combination         Min     -68.621       1.018      -0.650  -2.006E-04 
          45     2.66250       COMB1 Combination         Min     -65.938       1.018      -0.650  -2.006E-04 
          45     4.65000       COMB1 Combination         Min     -63.254       1.018      -0.650  -2.006E-04 
          45     0.67500       COMB2 Combination         Max     -74.893       1.032      -0.647  -6.601E-04 
          45     2.66250       COMB2 Combination         Max     -72.210       1.032      -0.647  -6.601E-04 
          45     4.65000       COMB2 Combination         Max     -69.526       1.032      -0.647  -6.601E-04 
          45     0.67500       COMB2 Combination         Min     -74.893       1.032      -0.647  -6.601E-04 
          45     2.66250       COMB2 Combination         Min     -72.210       1.032      -0.647  -6.601E-04 
          45     4.65000       COMB2 Combination         Min     -69.526       1.032      -0.647  -6.601E-04 
          45     0.67500       COMB3 Combination         Max     -67.113      -0.688      -0.650      0.0017 
          45     2.66250       COMB3 Combination         Max     -64.430       0.902      -0.650      0.0017 
          45     4.65000       COMB3 Combination         Max     -61.746       2.492      -0.650      0.0017 
          45     0.67500       COMB3 Combination         Min     -67.113      -0.688      -0.650      0.0017 
          45     2.66250       COMB3 Combination         Min     -64.430       0.902      -0.650      0.0017 
          45     4.65000       COMB3 Combination         Min     -61.746       2.492      -0.650      0.0017 
          45     0.67500       COMB4 Combination         Max     -67.326       0.986       0.991     -0.0199 
          45     2.66250       COMB4 Combination         Max     -64.643       0.986       0.991     -0.0199 
          45     4.65000       COMB4 Combination         Max     -61.960       0.986       0.991     -0.0199 
          45     0.67500       COMB4 Combination         Min     -67.326       0.986       0.991     -0.0199 
          45     2.66250       COMB4 Combination         Min     -64.643       0.986       0.991     -0.0199 
          45     4.65000       COMB4 Combination         Min     -61.960       0.986       0.991     -0.0199 
          45     0.67500       COMB5 Combination         Max     -73.385      -0.673      -0.647      0.0012 
          45     2.66250       COMB5 Combination         Max     -70.702       0.917      -0.647      0.0012 
          45     4.65000       COMB5 Combination         Max     -68.018       2.507      -0.647      0.0012 
          45     0.67500       COMB5 Combination         Min     -73.385      -0.673      -0.647      0.0012 
          45     2.66250       COMB5 Combination         Min     -70.702       0.917      -0.647      0.0012 
          45     4.65000       COMB5 Combination         Min     -68.018       2.507      -0.647      0.0012 
          45     0.67500       COMB6 Combination         Max     -73.598       1.001       0.994     -0.0204 
          45     2.66250       COMB6 Combination         Max     -70.915       1.001       0.994     -0.0204 
          45     4.65000       COMB6 Combination         Max     -68.232       1.001       0.994     -0.0204 
          45     0.67500       COMB6 Combination         Min     -73.598       1.001       0.994     -0.0204 
          45     2.66250       COMB6 Combination         Min     -70.915       1.001       0.994     -0.0204 
          45     4.65000       COMB6 Combination         Min     -68.232       1.001       0.994     -0.0204 
          45     0.67500       COMB7 Combination         Max     -69.882      -0.908       0.570     -0.0016 
          45     2.66250       COMB7 Combination         Max     -67.199      -0.908       0.570     -0.0016 
          45     4.65000       COMB7 Combination         Max     -64.516      -0.908       0.570     -0.0016 
          45     0.67500       COMB7 Combination         Min     -69.882      -0.908       0.570     -0.0016 
          45     2.66250       COMB7 Combination         Min     -67.199      -0.908       0.570     -0.0016 
          45     4.65000       COMB7 Combination         Min     -64.516      -0.908       0.570     -0.0016 
          45     0.67500       COMB8 Combination         Max     -76.154      -0.893       0.572     -0.0021 
          45     2.66250       COMB8 Combination         Max     -73.471      -0.893       0.572     -0.0021 
          45     4.65000       COMB8 Combination         Max     -70.788      -0.893       0.572     -0.0021 
          45     0.67500       COMB8 Combination         Min     -76.154      -0.893       0.572     -0.0021 
          45     2.66250       COMB8 Combination         Min     -73.471      -0.893       0.572     -0.0021 
          45     4.65000       COMB8 Combination         Min     -70.788      -0.893       0.572     -0.0021 
          45     0.67500       COMB9 Combination         Max     -68.374      -2.614       0.570   2.196E-04 
          45     2.66250       COMB9 Combination         Max     -65.691      -1.024       0.570   2.196E-04 
          45     4.65000       COMB9 Combination         Max     -63.008       0.566       0.570   2.196E-04 
          45     0.67500       COMB9 Combination         Min     -68.374      -2.614       0.570   2.196E-04 
          45     2.66250       COMB9 Combination         Min     -65.691      -1.024       0.570   2.196E-04 
          45     4.65000       COMB9 Combination         Min     -63.008       0.566       0.570   2.196E-04 
          45     0.67500      COMB10 Combination         Max     -68.587      -0.940       2.211     -0.0214 
          45     2.66250      COMB10 Combination         Max     -65.904      -0.940       2.211     -0.0214 
          45     4.65000      COMB10 Combination         Max     -63.221      -0.940       2.211     -0.0214 
          45     0.67500      COMB10 Combination         Min     -68.587      -0.940       2.211     -0.0214 
          45     2.66250      COMB10 Combination         Min     -65.904      -0.940       2.211     -0.0214 
          45     4.65000      COMB10 Combination         Min     -63.221      -0.940       2.211     -0.0214 
          45     0.67500      COMB11 Combination         Max     -74.646      -2.599       0.572  -2.399E-04 
          45     2.66250      COMB11 Combination         Max     -71.963      -1.009       0.572  -2.399E-04 
          45     4.65000      COMB11 Combination         Max     -69.280       0.581       0.572  -2.399E-04 
          45     0.67500      COMB11 Combination         Min     -74.646      -2.599       0.572  -2.399E-04 
          45     2.66250      COMB11 Combination         Min     -71.963      -1.009       0.572  -2.399E-04 
          45     4.65000      COMB11 Combination         Min     -69.280       0.581       0.572  -2.399E-04 
          45     0.67500      COMB12 Combination         Max     -74.859      -0.925       2.213     -0.0218 
          45     2.66250      COMB12 Combination         Max     -72.176      -0.925       2.213     -0.0218 
          45     4.65000      COMB12 Combination         Max     -69.493      -0.925       2.213     -0.0218 
          45     0.67500      COMB12 Combination         Min     -74.859      -0.925       2.213     -0.0218 
          45     2.66250      COMB12 Combination         Min     -72.176      -0.925       2.213     -0.0218 
          45     4.65000      COMB12 Combination         Min     -69.493      -0.925       2.213     -0.0218 
          45     0.67500      COMB13 Combination         Max     -74.594       1.095      -0.025      0.0011 
          45     2.66250      COMB13 Combination         Max     -71.911       1.095      -0.025      0.0011 
          45     4.65000      COMB13 Combination         Max     -69.227       1.095      -0.025      0.0011 
          45     0.67500      COMB13 Combination         Min     -76.453      -0.956      -0.050     -0.0039 
          45     2.66250      COMB13 Combination         Min     -73.770      -0.956      -0.050     -0.0039 
          45     4.65000      COMB13 Combination         Min     -71.087      -0.956      -0.050     -0.0039 
          45     0.67500      COMB14 Combination         Max     -74.223       0.173       3.179      0.0649 
          45     2.66250      COMB14 Combination         Max     -71.540       0.173       3.179      0.0649 
          45     4.65000      COMB14 Combination         Max     -68.857       0.173       3.179      0.0649 
          45     0.67500      COMB14 Combination         Min     -76.823      -0.034      -3.254     -0.0677 
          45     2.66250      COMB14 Combination         Min     -74.140      -0.034      -3.254     -0.0677 
          45     4.65000      COMB14 Combination         Min     -71.457      -0.034      -3.254     -0.0677 
          45     0.67500         INV Combination         Max     -67.113       1.095       3.179      0.0649 
          45     2.66250         INV Combination         Max     -64.430       1.095       3.179      0.0649 
          45     4.65000         INV Combination         Max     -61.746       2.507       3.179      0.0649 
          45     0.67500         INV Combination         Min     -76.823      -2.614      -3.254     -0.0677 
          45     2.66250         INV Combination         Min     -74.140      -1.024      -3.254     -0.0677 
          45     4.65000         INV Combination         Min     -71.457      -0.956      -3.254     -0.0677 
          46     0.67500          PP   LinStatic                 -65.229       0.030   9.084E-15   3.475E-16 
          46     2.66250          PP   LinStatic                 -62.546       0.030   9.084E-15   3.475E-16 
          46     4.65000          PP   LinStatic                 -59.863       0.030   9.084E-15   3.475E-16 
          46     0.67500        PERM   LinStatic                  -9.243       0.020  -9.598E-16  -8.931E-17 
          46     2.66250        PERM   LinStatic                  -9.243       0.020  -9.598E-16  -8.931E-17 
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          46     4.65000        PERM   LinStatic                  -9.243       0.020  -9.598E-16  -8.931E-17 
          46     0.67500        NEVE   LinStatic                  -6.324       0.014  -1.295E-15  -9.536E-17 
          46     2.66250        NEVE   LinStatic                  -6.324       0.014  -1.295E-15  -9.536E-17 
          46     4.65000        NEVE   LinStatic                  -6.324       0.014  -1.295E-15  -9.536E-17 
          46     0.67500      VENTOX   LinStatic                   1.569      -1.740  -1.220E-14  -1.832E-15 
          46     2.66250      VENTOX   LinStatic                   1.569      -0.150  -1.220E-14  -1.832E-15 
          46     4.65000      VENTOX   LinStatic                   1.569       1.440  -1.220E-14  -1.832E-15 
          46     0.67500      VENTOY   LinStatic                   1.686  -2.919E-03       1.647     -0.0175 
          46     2.66250      VENTOY   LinStatic                   1.686  -2.919E-03       1.647     -0.0175 
          46     4.65000      VENTOY   LinStatic                   1.686  -2.919E-03       1.647     -0.0175 
          46     0.67500      SISMAX LinRespSpec         Max       0.262       0.959   1.036E-09   4.052E-09 
          46     2.66250      SISMAX LinRespSpec         Max       0.262       0.959   1.036E-09   4.052E-09 
          46     4.65000      SISMAX LinRespSpec         Max       0.262       0.959   1.036E-09   4.052E-09 
          46     0.67500      SISMAY LinRespSpec         Max   1.284E-06   2.203E-09       3.230      0.0647 
          46     2.66250      SISMAY LinRespSpec         Max   1.284E-06   2.203E-09       3.230      0.0647 
          46     4.65000      SISMAY LinRespSpec         Max   1.284E-06   2.203E-09       3.230      0.0647 
          46     0.67500        TERM   LinStatic                   1.866       0.897   2.363E-14  -4.772E-15 
          46     2.66250        TERM   LinStatic                   1.866       0.897   2.363E-14  -4.772E-15 
          46     4.65000        TERM   LinStatic                   1.866       0.897   2.363E-14  -4.772E-15 
          46     0.67500       COMB1 Combination         Max     -72.605       0.947   3.176E-14  -4.514E-15 
          46     2.66250       COMB1 Combination         Max     -69.922       0.947   3.176E-14  -4.514E-15 
          46     4.65000       COMB1 Combination         Max     -67.239       0.947   3.176E-14  -4.514E-15 
          46     0.67500       COMB1 Combination         Min     -72.605       0.947   3.176E-14  -4.514E-15 
          46     2.66250       COMB1 Combination         Min     -69.922       0.947   3.176E-14  -4.514E-15 
          46     4.65000       COMB1 Combination         Min     -67.239       0.947   3.176E-14  -4.514E-15 
          46     0.67500       COMB2 Combination         Max     -78.929       0.961   3.046E-14  -4.609E-15 
          46     2.66250       COMB2 Combination         Max     -76.246       0.961   3.046E-14  -4.609E-15 
          46     4.65000       COMB2 Combination         Max     -73.563       0.961   3.046E-14  -4.609E-15 
          46     0.67500       COMB2 Combination         Min     -78.929       0.961   3.046E-14  -4.609E-15 
          46     2.66250       COMB2 Combination         Min     -76.246       0.961   3.046E-14  -4.609E-15 
          46     4.65000       COMB2 Combination         Min     -73.563       0.961   3.046E-14  -4.609E-15 
          46     0.67500       COMB3 Combination         Max     -71.036      -0.793   1.956E-14  -6.346E-15 
          46     2.66250       COMB3 Combination         Max     -68.353       0.797   1.956E-14  -6.346E-15 
          46     4.65000       COMB3 Combination         Max     -65.670       2.387   1.956E-14  -6.346E-15 
          46     0.67500       COMB3 Combination         Min     -71.036      -0.793   1.956E-14  -6.346E-15 
          46     2.66250       COMB3 Combination         Min     -68.353       0.797   1.956E-14  -6.346E-15 
          46     4.65000       COMB3 Combination         Min     -65.670       2.387   1.956E-14  -6.346E-15 
          46     0.67500       COMB4 Combination         Max     -70.920       0.945       1.647     -0.0175 
          46     2.66250       COMB4 Combination         Max     -68.236       0.945       1.647     -0.0175 
          46     4.65000       COMB4 Combination         Max     -65.553       0.945       1.647     -0.0175 
          46     0.67500       COMB4 Combination         Min     -70.920       0.945       1.647     -0.0175 
          46     2.66250       COMB4 Combination         Min     -68.236       0.945       1.647     -0.0175 
          46     4.65000       COMB4 Combination         Min     -65.553       0.945       1.647     -0.0175 
          46     0.67500       COMB5 Combination         Max     -77.360      -0.779   1.826E-14  -6.442E-15 
          46     2.66250       COMB5 Combination         Max     -74.677       0.811   1.826E-14  -6.442E-15 
          46     4.65000       COMB5 Combination         Max     -71.994       2.401   1.826E-14  -6.442E-15 
          46     0.67500       COMB5 Combination         Min     -77.360      -0.779   1.826E-14  -6.442E-15 
          46     2.66250       COMB5 Combination         Min     -74.677       0.811   1.826E-14  -6.442E-15 
          46     4.65000       COMB5 Combination         Min     -71.994       2.401   1.826E-14  -6.442E-15 
          46     0.67500       COMB6 Combination         Max     -77.244       0.958       1.647     -0.0175 
          46     2.66250       COMB6 Combination         Max     -74.561       0.958       1.647     -0.0175 
          46     4.65000       COMB6 Combination         Max     -71.877       0.958       1.647     -0.0175 
          46     0.67500       COMB6 Combination         Min     -77.244       0.958       1.647     -0.0175 
          46     2.66250       COMB6 Combination         Min     -74.561       0.958       1.647     -0.0175 
          46     4.65000       COMB6 Combination         Min     -71.877       0.958       1.647     -0.0175 
          46     0.67500       COMB7 Combination         Max     -76.338      -0.847  -1.551E-14   5.030E-15 
          46     2.66250       COMB7 Combination         Max     -73.655      -0.847  -1.551E-14   5.030E-15 
          46     4.65000       COMB7 Combination         Max     -70.972      -0.847  -1.551E-14   5.030E-15 
          46     0.67500       COMB7 Combination         Min     -76.338      -0.847  -1.551E-14   5.030E-15 
          46     2.66250       COMB7 Combination         Min     -73.655      -0.847  -1.551E-14   5.030E-15 
          46     4.65000       COMB7 Combination         Min     -70.972      -0.847  -1.551E-14   5.030E-15 
          46     0.67500       COMB8 Combination         Max     -82.662      -0.834  -1.681E-14   4.935E-15 
          46     2.66250       COMB8 Combination         Max     -79.979      -0.834  -1.681E-14   4.935E-15 
          46     4.65000       COMB8 Combination         Max     -77.296      -0.834  -1.681E-14   4.935E-15 
          46     0.67500       COMB8 Combination         Min     -82.662      -0.834  -1.681E-14   4.935E-15 
          46     2.66250       COMB8 Combination         Min     -79.979      -0.834  -1.681E-14   4.935E-15 
          46     4.65000       COMB8 Combination         Min     -77.296      -0.834  -1.681E-14   4.935E-15 
          46     0.67500       COMB9 Combination         Max     -74.769      -2.587  -2.771E-14   3.198E-15 
          46     2.66250       COMB9 Combination         Max     -72.086      -0.997  -2.771E-14   3.198E-15 
          46     4.65000       COMB9 Combination         Max     -69.403       0.593  -2.771E-14   3.198E-15 
          46     0.67500       COMB9 Combination         Min     -74.769      -2.587  -2.771E-14   3.198E-15 
          46     2.66250       COMB9 Combination         Min     -72.086      -0.997  -2.771E-14   3.198E-15 
          46     4.65000       COMB9 Combination         Min     -69.403       0.593  -2.771E-14   3.198E-15 
          46     0.67500      COMB10 Combination         Max     -74.653      -0.850       1.647     -0.0175 
          46     2.66250      COMB10 Combination         Max     -71.969      -0.850       1.647     -0.0175 
          46     4.65000      COMB10 Combination         Max     -69.286      -0.850       1.647     -0.0175 
          46     0.67500      COMB10 Combination         Min     -74.653      -0.850       1.647     -0.0175 
          46     2.66250      COMB10 Combination         Min     -71.969      -0.850       1.647     -0.0175 
          46     4.65000      COMB10 Combination         Min     -69.286      -0.850       1.647     -0.0175 
          46     0.67500      COMB11 Combination         Max     -81.093      -2.574  -2.900E-14   3.103E-15 
          46     2.66250      COMB11 Combination         Max     -78.410      -0.984  -2.900E-14   3.103E-15 
          46     4.65000      COMB11 Combination         Max     -75.727       0.606  -2.900E-14   3.103E-15 
          46     0.67500      COMB11 Combination         Min     -81.093      -2.574  -2.900E-14   3.103E-15 
          46     2.66250      COMB11 Combination         Min     -78.410      -0.984  -2.900E-14   3.103E-15 
          46     4.65000      COMB11 Combination         Min     -75.727       0.606  -2.900E-14   3.103E-15 
          46     0.67500      COMB12 Combination         Max     -80.977      -0.837       1.647     -0.0175 
          46     2.66250      COMB12 Combination         Max     -78.294      -0.837       1.647     -0.0175 
          46     4.65000      COMB12 Combination         Max     -75.610      -0.837       1.647     -0.0175 
          46     0.67500      COMB12 Combination         Min     -80.977      -0.837       1.647     -0.0175 
          46     2.66250      COMB12 Combination         Min     -78.294      -0.837       1.647     -0.0175 
          46     4.65000      COMB12 Combination         Min     -75.610      -0.837       1.647     -0.0175 
          46     0.67500      COMB13 Combination         Max     -80.534       1.022   1.036E-09   4.052E-09 
          46     2.66250      COMB13 Combination         Max     -77.850       1.022   1.036E-09   4.052E-09 
          46     4.65000      COMB13 Combination         Max     -75.167       1.022   1.036E-09   4.052E-09 
          46     0.67500      COMB13 Combination         Min     -81.058      -0.895  -1.036E-09  -4.052E-09 
          46     2.66250      COMB13 Combination         Min     -78.375      -0.895  -1.036E-09  -4.052E-09 
          46     4.65000      COMB13 Combination         Min     -75.692      -0.895  -1.036E-09  -4.052E-09 
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          46     0.67500      COMB14 Combination         Max     -80.796       0.064       3.230      0.0647 
          46     2.66250      COMB14 Combination         Max     -78.113       0.064       3.230      0.0647 
          46     4.65000      COMB14 Combination         Max     -75.430       0.064       3.230      0.0647 
          46     0.67500      COMB14 Combination         Min     -80.796       0.064      -3.230     -0.0647 
          46     2.66250      COMB14 Combination         Min     -78.113       0.064      -3.230     -0.0647 
          46     4.65000      COMB14 Combination         Min     -75.430       0.064      -3.230     -0.0647 
          46     0.67500         INV Combination         Max     -70.920       1.022       3.230      0.0647 
          46     2.66250         INV Combination         Max     -68.236       1.022       3.230      0.0647 
          46     4.65000         INV Combination         Max     -65.553       2.401       3.230      0.0647 
          46     0.67500         INV Combination         Min     -82.662      -2.587      -3.230     -0.0647 
          46     2.66250         INV Combination         Min     -79.979      -0.997      -3.230     -0.0647 
          46     4.65000         INV Combination         Min     -77.296      -0.895      -3.230     -0.0647 
          47     0.67500          PP   LinStatic                 -60.084       0.033       0.044   2.519E-04 
          47     2.66250          PP   LinStatic                 -57.401       0.033       0.044   2.519E-04 
          47     4.65000          PP   LinStatic                 -54.718       0.033       0.044   2.519E-04 
          47     0.67500        PERM   LinStatic                  -9.167       0.021  -3.735E-03   6.715E-04 
          47     2.66250        PERM   LinStatic                  -9.167       0.021  -3.735E-03   6.715E-04 
          47     4.65000        PERM   LinStatic                  -9.167       0.021  -3.735E-03   6.715E-04 
          47     0.67500        NEVE   LinStatic                  -6.272       0.015  -2.556E-03   4.595E-04 
          47     2.66250        NEVE   LinStatic                  -6.272       0.015  -2.556E-03   4.595E-04 
          47     4.65000        NEVE   LinStatic                  -6.272       0.015  -2.556E-03   4.595E-04 
          47     0.67500      VENTOX   LinStatic                   1.508      -1.706   5.284E-05     -0.0019 
          47     2.66250      VENTOX   LinStatic                   1.508      -0.116   5.284E-05     -0.0019 
          47     4.65000      VENTOX   LinStatic                   1.508       1.474   5.284E-05     -0.0019 
          47     0.67500      VENTOY   LinStatic                   2.074       0.025       1.642     -0.0196 
          47     2.66250      VENTOY   LinStatic                   2.074       0.025       1.642     -0.0196 
          47     4.65000      VENTOY   LinStatic                   2.074       0.025       1.642     -0.0196 
          47     0.67500      SISMAX LinRespSpec         Max       0.930       1.026       0.012      0.0025 
          47     2.66250      SISMAX LinRespSpec         Max       0.930       1.026       0.012      0.0025 
          47     4.65000      SISMAX LinRespSpec         Max       0.930       1.026       0.012      0.0025 
          47     0.67500      SISMAY LinRespSpec         Max       1.300       0.103       3.217      0.0663 
          47     2.66250      SISMAY LinRespSpec         Max       1.300       0.103       3.217      0.0663 
          47     4.65000      SISMAY LinRespSpec         Max       1.300       0.103       3.217      0.0663 
          47     0.67500        TERM   LinStatic                   0.631       0.963       0.610  -7.228E-04 
          47     2.66250        TERM   LinStatic                   0.631       0.963       0.610  -7.228E-04 
          47     4.65000        TERM   LinStatic                   0.631       0.963       0.610  -7.228E-04 
          47     0.67500       COMB1 Combination         Max     -68.621       1.018       0.650   2.006E-04 
          47     2.66250       COMB1 Combination         Max     -65.938       1.018       0.650   2.006E-04 
          47     4.65000       COMB1 Combination         Max     -63.254       1.018       0.650   2.006E-04 
          47     0.67500       COMB1 Combination         Min     -68.621       1.018       0.650   2.006E-04 
          47     2.66250       COMB1 Combination         Min     -65.938       1.018       0.650   2.006E-04 
          47     4.65000       COMB1 Combination         Min     -63.254       1.018       0.650   2.006E-04 
          47     0.67500       COMB2 Combination         Max     -74.893       1.032       0.647   6.601E-04 
          47     2.66250       COMB2 Combination         Max     -72.210       1.032       0.647   6.601E-04 
          47     4.65000       COMB2 Combination         Max     -69.526       1.032       0.647   6.601E-04 
          47     0.67500       COMB2 Combination         Min     -74.893       1.032       0.647   6.601E-04 
          47     2.66250       COMB2 Combination         Min     -72.210       1.032       0.647   6.601E-04 
          47     4.65000       COMB2 Combination         Min     -69.526       1.032       0.647   6.601E-04 
          47     0.67500       COMB3 Combination         Max     -67.113      -0.688       0.650     -0.0017 
          47     2.66250       COMB3 Combination         Max     -64.430       0.902       0.650     -0.0017 
          47     4.65000       COMB3 Combination         Max     -61.746       2.492       0.650     -0.0017 
          47     0.67500       COMB3 Combination         Min     -67.113      -0.688       0.650     -0.0017 
          47     2.66250       COMB3 Combination         Min     -64.430       0.902       0.650     -0.0017 
          47     4.65000       COMB3 Combination         Min     -61.746       2.492       0.650     -0.0017 
          47     0.67500       COMB4 Combination         Max     -66.547       1.043       2.291     -0.0194 
          47     2.66250       COMB4 Combination         Max     -63.863       1.043       2.291     -0.0194 
          47     4.65000       COMB4 Combination         Max     -61.180       1.043       2.291     -0.0194 
          47     0.67500       COMB4 Combination         Min     -66.547       1.043       2.291     -0.0194 
          47     2.66250       COMB4 Combination         Min     -63.863       1.043       2.291     -0.0194 
          47     4.65000       COMB4 Combination         Min     -61.180       1.043       2.291     -0.0194 
          47     0.67500       COMB5 Combination         Max     -73.385      -0.673       0.647     -0.0012 
          47     2.66250       COMB5 Combination         Max     -70.702       0.917       0.647     -0.0012 
          47     4.65000       COMB5 Combination         Max     -68.018       2.507       0.647     -0.0012 
          47     0.67500       COMB5 Combination         Min     -73.385      -0.673       0.647     -0.0012 
          47     2.66250       COMB5 Combination         Min     -70.702       0.917       0.647     -0.0012 
          47     4.65000       COMB5 Combination         Min     -68.018       2.507       0.647     -0.0012 
          47     0.67500       COMB6 Combination         Max     -72.819       1.057       2.289     -0.0189 
          47     2.66250       COMB6 Combination         Max     -70.135       1.057       2.289     -0.0189 
          47     4.65000       COMB6 Combination         Max     -67.452       1.057       2.289     -0.0189 
          47     0.67500       COMB6 Combination         Min     -72.819       1.057       2.289     -0.0189 
          47     2.66250       COMB6 Combination         Min     -70.135       1.057       2.289     -0.0189 
          47     4.65000       COMB6 Combination         Min     -67.452       1.057       2.289     -0.0189 
          47     0.67500       COMB7 Combination         Max     -69.882      -0.908      -0.570      0.0016 
          47     2.66250       COMB7 Combination         Max     -67.199      -0.908      -0.570      0.0016 
          47     4.65000       COMB7 Combination         Max     -64.516      -0.908      -0.570      0.0016 
          47     0.67500       COMB7 Combination         Min     -69.882      -0.908      -0.570      0.0016 
          47     2.66250       COMB7 Combination         Min     -67.199      -0.908      -0.570      0.0016 
          47     4.65000       COMB7 Combination         Min     -64.516      -0.908      -0.570      0.0016 
          47     0.67500       COMB8 Combination         Max     -76.154      -0.893      -0.572      0.0021 
          47     2.66250       COMB8 Combination         Max     -73.471      -0.893      -0.572      0.0021 
          47     4.65000       COMB8 Combination         Max     -70.788      -0.893      -0.572      0.0021 
          47     0.67500       COMB8 Combination         Min     -76.154      -0.893      -0.572      0.0021 
          47     2.66250       COMB8 Combination         Min     -73.471      -0.893      -0.572      0.0021 
          47     4.65000       COMB8 Combination         Min     -70.788      -0.893      -0.572      0.0021 
          47     0.67500       COMB9 Combination         Max     -68.374      -2.614      -0.570  -2.196E-04 
          47     2.66250       COMB9 Combination         Max     -65.691      -1.024      -0.570  -2.196E-04 
          47     4.65000       COMB9 Combination         Max     -63.008       0.566      -0.570  -2.196E-04 
          47     0.67500       COMB9 Combination         Min     -68.374      -2.614      -0.570  -2.196E-04 
          47     2.66250       COMB9 Combination         Min     -65.691      -1.024      -0.570  -2.196E-04 
          47     4.65000       COMB9 Combination         Min     -63.008       0.566      -0.570  -2.196E-04 
          47     0.67500      COMB10 Combination         Max     -67.808      -0.883       1.072     -0.0179 
          47     2.66250      COMB10 Combination         Max     -65.125      -0.883       1.072     -0.0179 
          47     4.65000      COMB10 Combination         Max     -62.441      -0.883       1.072     -0.0179 
          47     0.67500      COMB10 Combination         Min     -67.808      -0.883       1.072     -0.0179 
          47     2.66250      COMB10 Combination         Min     -65.125      -0.883       1.072     -0.0179 
          47     4.65000      COMB10 Combination         Min     -62.441      -0.883       1.072     -0.0179 
          47     0.67500      COMB11 Combination         Max     -74.646      -2.599      -0.572   2.399E-04 
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          47     2.66250      COMB11 Combination         Max     -71.963      -1.009      -0.572   2.399E-04 
          47     4.65000      COMB11 Combination         Max     -69.280       0.581      -0.572   2.399E-04 
          47     0.67500      COMB11 Combination         Min     -74.646      -2.599      -0.572   2.399E-04 
          47     2.66250      COMB11 Combination         Min     -71.963      -1.009      -0.572   2.399E-04 
          47     4.65000      COMB11 Combination         Min     -69.280       0.581      -0.572   2.399E-04 
          47     0.67500      COMB12 Combination         Max     -74.080      -0.869       1.070     -0.0175 
          47     2.66250      COMB12 Combination         Max     -71.397      -0.869       1.070     -0.0175 
          47     4.65000      COMB12 Combination         Max     -68.714      -0.869       1.070     -0.0175 
          47     0.67500      COMB12 Combination         Min     -74.080      -0.869       1.070     -0.0175 
          47     2.66250      COMB12 Combination         Min     -71.397      -0.869       1.070     -0.0175 
          47     4.65000      COMB12 Combination         Min     -68.714      -0.869       1.070     -0.0175 
          47     0.67500      COMB13 Combination         Max     -74.594       1.095       0.050      0.0039 
          47     2.66250      COMB13 Combination         Max     -71.911       1.095       0.050      0.0039 
          47     4.65000      COMB13 Combination         Max     -69.227       1.095       0.050      0.0039 
          47     0.67500      COMB13 Combination         Min     -76.453      -0.956       0.025     -0.0011 
          47     2.66250      COMB13 Combination         Min     -73.770      -0.956       0.025     -0.0011 
          47     4.65000      COMB13 Combination         Min     -71.087      -0.956       0.025     -0.0011 
          47     0.67500      COMB14 Combination         Max     -74.223       0.173       3.254      0.0677 
          47     2.66250      COMB14 Combination         Max     -71.540       0.173       3.254      0.0677 
          47     4.65000      COMB14 Combination         Max     -68.857       0.173       3.254      0.0677 
          47     0.67500      COMB14 Combination         Min     -76.823      -0.034      -3.179     -0.0649 
          47     2.66250      COMB14 Combination         Min     -74.140      -0.034      -3.179     -0.0649 
          47     4.65000      COMB14 Combination         Min     -71.457      -0.034      -3.179     -0.0649 
          47     0.67500         INV Combination         Max     -66.547       1.095       3.254      0.0677 
          47     2.66250         INV Combination         Max     -63.863       1.095       3.254      0.0677 
          47     4.65000         INV Combination         Max     -61.180       2.507       3.254      0.0677 
          47     0.67500         INV Combination         Min     -76.823      -2.614      -3.179     -0.0649 
          47     2.66250         INV Combination         Min     -74.140      -1.024      -3.179     -0.0649 
          47     4.65000         INV Combination         Min     -71.457      -0.956      -3.179     -0.0649 
          48     0.67500          PP   LinStatic                 -53.010      -0.247       2.244  -4.722E-04 
          48     2.61250          PP   LinStatic                 -48.651      -0.247       2.244  -4.722E-04 
          48     4.55000          PP   LinStatic                 -44.291      -0.247       2.244  -4.722E-04 
          48     0.67500        PERM   LinStatic                 -20.060      -0.015       3.662     -0.0031 
          48     2.61250        PERM   LinStatic                 -20.060      -0.015       3.662     -0.0031 
          48     4.55000        PERM   LinStatic                 -20.060      -0.015       3.662     -0.0031 
          48     0.67500        NEVE   LinStatic                 -13.726      -0.010       2.505     -0.0021 
          48     2.61250        NEVE   LinStatic                 -13.726      -0.010       2.505     -0.0021 
          48     4.55000        NEVE   LinStatic                 -13.726      -0.010       2.505     -0.0021 
          48     0.67500      VENTOX   LinStatic                   3.006      -0.347      -0.617   5.168E-04 
          48     2.61250      VENTOX   LinStatic                   3.006      -0.347      -0.617   5.168E-04 
          48     4.55000      VENTOX   LinStatic                   3.006      -0.347      -0.617   5.168E-04 
          48     0.67500      VENTOY   LinStatic                   2.326       0.331       4.050      0.0188 
          48     2.61250      VENTOY   LinStatic                   2.326       0.331       3.275      0.0188 
          48     4.55000      VENTOY   LinStatic                   2.326       0.331       2.500      0.0188 
          48     0.67500      SISMAX LinRespSpec         Max       6.364       5.913   5.415E-06   8.984E-05 
          48     2.61250      SISMAX LinRespSpec         Max       6.364       5.913   5.415E-06   8.984E-05 
          48     4.55000      SISMAX LinRespSpec         Max       6.364       5.913   5.415E-06   8.984E-05 
          48     0.67500      SISMAY LinRespSpec         Max       2.793       1.084       8.139      0.1486 
          48     2.61250      SISMAY LinRespSpec         Max       2.793       1.084       8.139      0.1486 
          48     4.55000      SISMAY LinRespSpec         Max       2.793       1.084       8.139      0.1486 
          48     0.67500        TERM   LinStatic                  -6.096      -6.048       1.676  -3.767E-04 
          48     2.61250        TERM   LinStatic                  -6.096      -6.048       1.676  -3.767E-04 
          48     4.55000        TERM   LinStatic                  -6.096      -6.048       1.676  -3.767E-04 
          48     0.67500       COMB1 Combination         Max     -79.166      -6.310       7.582     -0.0039 
          48     2.61250       COMB1 Combination         Max     -74.807      -6.310       7.582     -0.0039 
          48     4.55000       COMB1 Combination         Max     -70.448      -6.310       7.582     -0.0039 
          48     0.67500       COMB1 Combination         Min     -79.166      -6.310       7.582     -0.0039 
          48     2.61250       COMB1 Combination         Min     -74.807      -6.310       7.582     -0.0039 
          48     4.55000       COMB1 Combination         Min     -70.448      -6.310       7.582     -0.0039 
          48     0.67500       COMB2 Combination         Max     -92.892      -6.320      10.087     -0.0060 
          48     2.61250       COMB2 Combination         Max     -88.533      -6.320      10.087     -0.0060 
          48     4.55000       COMB2 Combination         Max     -84.173      -6.320      10.087     -0.0060 
          48     0.67500       COMB2 Combination         Min     -92.892      -6.320      10.087     -0.0060 
          48     2.61250       COMB2 Combination         Min     -88.533      -6.320      10.087     -0.0060 
          48     4.55000       COMB2 Combination         Min     -84.173      -6.320      10.087     -0.0060 
          48     0.67500       COMB3 Combination         Max     -76.160      -6.656       6.965     -0.0034 
          48     2.61250       COMB3 Combination         Max     -71.801      -6.656       6.965     -0.0034 
          48     4.55000       COMB3 Combination         Max     -67.441      -6.656       6.965     -0.0034 
          48     0.67500       COMB3 Combination         Min     -76.160      -6.656       6.965     -0.0034 
          48     2.61250       COMB3 Combination         Min     -71.801      -6.656       6.965     -0.0034 
          48     4.55000       COMB3 Combination         Min     -67.441      -6.656       6.965     -0.0034 
          48     0.67500       COMB4 Combination         Max     -76.841      -5.979      11.632      0.0149 
          48     2.61250       COMB4 Combination         Max     -72.481      -5.979      10.857      0.0149 
          48     4.55000       COMB4 Combination         Max     -68.122      -5.979      10.082      0.0149 
          48     0.67500       COMB4 Combination         Min     -76.841      -5.979      11.632      0.0149 
          48     2.61250       COMB4 Combination         Min     -72.481      -5.979      10.857      0.0149 
          48     4.55000       COMB4 Combination         Min     -68.122      -5.979      10.082      0.0149 
          48     0.67500       COMB5 Combination         Max     -89.886      -6.666       9.471     -0.0055 
          48     2.61250       COMB5 Combination         Max     -85.526      -6.666       9.471     -0.0055 
          48     4.55000       COMB5 Combination         Max     -81.167      -6.666       9.471     -0.0055 
          48     0.67500       COMB5 Combination         Min     -89.886      -6.666       9.471     -0.0055 
          48     2.61250       COMB5 Combination         Min     -85.526      -6.666       9.471     -0.0055 
          48     4.55000       COMB5 Combination         Min     -81.167      -6.666       9.471     -0.0055 
          48     0.67500       COMB6 Combination         Max     -90.566      -5.989      14.138      0.0128 
          48     2.61250       COMB6 Combination         Max     -86.207      -5.989      13.363      0.0128 
          48     4.55000       COMB6 Combination         Max     -81.848      -5.989      12.588      0.0128 
          48     0.67500       COMB6 Combination         Min     -90.566      -5.989      14.138      0.0128 
          48     2.61250       COMB6 Combination         Min     -86.207      -5.989      13.363      0.0128 
          48     4.55000       COMB6 Combination         Min     -81.848      -5.989      12.588      0.0128 
          48     0.67500       COMB7 Combination         Max     -66.974       5.786       4.229     -0.0032 
          48     2.61250       COMB7 Combination         Max     -62.615       5.786       4.229     -0.0032 
          48     4.55000       COMB7 Combination         Max     -58.256       5.786       4.229     -0.0032 
          48     0.67500       COMB7 Combination         Min     -66.974       5.786       4.229     -0.0032 
          48     2.61250       COMB7 Combination         Min     -62.615       5.786       4.229     -0.0032 
          48     4.55000       COMB7 Combination         Min     -58.256       5.786       4.229     -0.0032 
          48     0.67500       COMB8 Combination         Max     -80.700       5.776       6.735     -0.0052 
          48     2.61250       COMB8 Combination         Max     -76.341       5.776       6.735     -0.0052 
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          48     4.55000       COMB8 Combination         Max     -71.981       5.776       6.735     -0.0052 
          48     0.67500       COMB8 Combination         Min     -80.700       5.776       6.735     -0.0052 
          48     2.61250       COMB8 Combination         Min     -76.341       5.776       6.735     -0.0052 
          48     4.55000       COMB8 Combination         Min     -71.981       5.776       6.735     -0.0052 
          48     0.67500       COMB9 Combination         Max     -63.968       5.440       3.612     -0.0026 
          48     2.61250       COMB9 Combination         Max     -59.609       5.440       3.612     -0.0026 
          48     4.55000       COMB9 Combination         Max     -55.250       5.440       3.612     -0.0026 
          48     0.67500       COMB9 Combination         Min     -63.968       5.440       3.612     -0.0026 
          48     2.61250       COMB9 Combination         Min     -59.609       5.440       3.612     -0.0026 
          48     4.55000       COMB9 Combination         Min     -55.250       5.440       3.612     -0.0026 
          48     0.67500      COMB10 Combination         Max     -64.649       6.117       8.280      0.0156 
          48     2.61250      COMB10 Combination         Max     -60.289       6.117       7.505      0.0156 
          48     4.55000      COMB10 Combination         Max     -55.930       6.117       6.730      0.0156 
          48     0.67500      COMB10 Combination         Min     -64.649       6.117       8.280      0.0156 
          48     2.61250      COMB10 Combination         Min     -60.289       6.117       7.505      0.0156 
          48     4.55000      COMB10 Combination         Min     -55.930       6.117       6.730      0.0156 
          48     0.67500      COMB11 Combination         Max     -77.694       5.430       6.118     -0.0047 
          48     2.61250      COMB11 Combination         Max     -73.334       5.430       6.118     -0.0047 
          48     4.55000      COMB11 Combination         Max     -68.975       5.430       6.118     -0.0047 
          48     0.67500      COMB11 Combination         Min     -77.694       5.430       6.118     -0.0047 
          48     2.61250      COMB11 Combination         Min     -73.334       5.430       6.118     -0.0047 
          48     4.55000      COMB11 Combination         Min     -68.975       5.430       6.118     -0.0047 
          48     0.67500      COMB12 Combination         Max     -78.374       6.107      10.785      0.0136 
          48     2.61250      COMB12 Combination         Max     -74.015       6.107      10.010      0.0136 
          48     4.55000      COMB12 Combination         Max     -69.656       6.107       9.235      0.0136 
          48     0.67500      COMB12 Combination         Min     -78.374       6.107      10.785      0.0136 
          48     2.61250      COMB12 Combination         Min     -74.015       6.107      10.010      0.0136 
          48     4.55000      COMB12 Combination         Min     -69.656       6.107       9.235      0.0136 
          48     0.67500      COMB13 Combination         Max     -80.432       5.641       8.411     -0.0055 
          48     2.61250      COMB13 Combination         Max     -76.072       5.641       8.411     -0.0055 
          48     4.55000      COMB13 Combination         Max     -71.713       5.641       8.411     -0.0055 
          48     0.67500      COMB13 Combination         Min     -93.160      -6.185       8.411     -0.0057 
          48     2.61250      COMB13 Combination         Min     -88.801      -6.185       8.411     -0.0057 
          48     4.55000      COMB13 Combination         Min     -84.442      -6.185       8.411     -0.0057 
          48     0.67500      COMB14 Combination         Max     -84.003       0.812      16.550      0.1430 
          48     2.61250      COMB14 Combination         Max     -79.644       0.812      16.550      0.1430 
          48     4.55000      COMB14 Combination         Max     -75.284       0.812      16.550      0.1430 
          48     0.67500      COMB14 Combination         Min     -89.589      -1.356       0.272     -0.1542 
          48     2.61250      COMB14 Combination         Min     -85.229      -1.356       0.272     -0.1542 
          48     4.55000      COMB14 Combination         Min     -80.870      -1.356       0.272     -0.1542 
          48     0.67500         INV Combination         Max     -63.968       6.117      16.550      0.1430 
          48     2.61250         INV Combination         Max     -59.609       6.117      16.550      0.1430 
          48     4.55000         INV Combination         Max     -55.250       6.117      16.550      0.1430 
          48     0.67500         INV Combination         Min     -93.160      -6.666       0.272     -0.1542 
          48     2.61250         INV Combination         Min     -88.801      -6.666       0.272     -0.1542 
          48     4.55000         INV Combination         Min     -84.442      -6.666       0.272     -0.1542 
          49     0.67500          PP   LinStatic                 -53.770       0.420       0.046  -4.676E-05 
          49     2.66250          PP   LinStatic                 -51.086       0.420       0.046  -4.676E-05 
          49     4.65000          PP   LinStatic                 -48.403       0.420       0.046  -4.676E-05 
          49     0.67500        PERM   LinStatic                 -12.417       0.939       0.047  -6.875E-04 
          49     2.66250        PERM   LinStatic                 -12.417       0.939       0.047  -6.875E-04 
          49     4.65000        PERM   LinStatic                 -12.417       0.939       0.047  -6.875E-04 
          49     0.67500        NEVE   LinStatic                  -8.496       0.642       0.032  -4.704E-04 
          49     2.66250        NEVE   LinStatic                  -8.496       0.642       0.032  -4.704E-04 
          49     4.65000        NEVE   LinStatic                  -8.496       0.642       0.032  -4.704E-04 
          49     0.67500      VENTOX   LinStatic                   2.135      -0.158       0.198   1.162E-04 
          49     2.66250      VENTOX   LinStatic                   2.135      -0.158       0.198   1.162E-04 
          49     4.65000      VENTOX   LinStatic                   2.135      -0.158       0.198   1.162E-04 
          49     0.67500      VENTOY   LinStatic                   1.579       2.183      -0.200      0.0047 
          49     2.66250      VENTOY   LinStatic                   1.579       0.593      -0.200      0.0047 
          49     4.65000      VENTOY   LinStatic                   1.579      -0.997      -0.200      0.0047 
          49     0.67500      SISMAX LinRespSpec         Max       0.712   2.532E-06       3.483   1.938E-05 
          49     2.66250      SISMAX LinRespSpec         Max       0.712   2.532E-06       3.483   1.938E-05 
          49     4.65000      SISMAX LinRespSpec         Max       0.712   2.532E-06       3.483   1.938E-05 
          49     0.67500      SISMAY LinRespSpec         Max       1.585       1.570       0.634      0.0484 
          49     2.66250      SISMAY LinRespSpec         Max       1.585       1.570       0.634      0.0484 
          49     4.65000      SISMAY LinRespSpec         Max       1.585       1.570       0.634      0.0484 
          49     0.67500        TERM   LinStatic                   1.483       0.328       2.940  -3.870E-05 
          49     2.66250        TERM   LinStatic                   1.483       0.328       2.940  -3.870E-05 
          49     4.65000        TERM   LinStatic                   1.483       0.328       2.940  -3.870E-05 
          49     0.67500       COMB1 Combination         Max     -64.703       1.687       3.032  -7.729E-04 
          49     2.66250       COMB1 Combination         Max     -62.020       1.687       3.032  -7.729E-04 
          49     4.65000       COMB1 Combination         Max     -59.337       1.687       3.032  -7.729E-04 
          49     0.67500       COMB1 Combination         Min     -64.703       1.687       3.032  -7.729E-04 
          49     2.66250       COMB1 Combination         Min     -62.020       1.687       3.032  -7.729E-04 
          49     4.65000       COMB1 Combination         Min     -59.337       1.687       3.032  -7.729E-04 
          49     0.67500       COMB2 Combination         Max     -73.199       2.329       3.064     -0.0012 
          49     2.66250       COMB2 Combination         Max     -70.516       2.329       3.064     -0.0012 
          49     4.65000       COMB2 Combination         Max     -67.833       2.329       3.064     -0.0012 
          49     0.67500       COMB2 Combination         Min     -73.199       2.329       3.064     -0.0012 
          49     2.66250       COMB2 Combination         Min     -70.516       2.329       3.064     -0.0012 
          49     4.65000       COMB2 Combination         Min     -67.833       2.329       3.064     -0.0012 
          49     0.67500       COMB3 Combination         Max     -62.569       1.529       3.230  -6.568E-04 
          49     2.66250       COMB3 Combination         Max     -59.886       1.529       3.230  -6.568E-04 
          49     4.65000       COMB3 Combination         Max     -57.203       1.529       3.230  -6.568E-04 
          49     0.67500       COMB3 Combination         Min     -62.569       1.529       3.230  -6.568E-04 
          49     2.66250       COMB3 Combination         Min     -59.886       1.529       3.230  -6.568E-04 
          49     4.65000       COMB3 Combination         Min     -57.203       1.529       3.230  -6.568E-04 
          49     0.67500       COMB4 Combination         Max     -63.125       3.869       2.833      0.0040 
          49     2.66250       COMB4 Combination         Max     -60.441       2.279       2.833      0.0040 
          49     4.65000       COMB4 Combination         Max     -57.758       0.689       2.833      0.0040 
          49     0.67500       COMB4 Combination         Min     -63.125       3.869       2.833      0.0040 
          49     2.66250       COMB4 Combination         Min     -60.441       2.279       2.833      0.0040 
          49     4.65000       COMB4 Combination         Min     -57.758       0.689       2.833      0.0040 
          49     0.67500       COMB5 Combination         Max     -71.064       2.171       3.262     -0.0011 
          49     2.66250       COMB5 Combination         Max     -68.381       2.171       3.262     -0.0011 
          49     4.65000       COMB5 Combination         Max     -65.698       2.171       3.262     -0.0011 
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          49     0.67500       COMB5 Combination         Min     -71.064       2.171       3.262     -0.0011 
          49     2.66250       COMB5 Combination         Min     -68.381       2.171       3.262     -0.0011 
          49     4.65000       COMB5 Combination         Min     -65.698       2.171       3.262     -0.0011 
          49     0.67500       COMB6 Combination         Max     -71.620       4.512       2.865      0.0035 
          49     2.66250       COMB6 Combination         Max     -68.937       2.922       2.865      0.0035 
          49     4.65000       COMB6 Combination         Max     -66.254       1.332       2.865      0.0035 
          49     0.67500       COMB6 Combination         Min     -71.620       4.512       2.865      0.0035 
          49     2.66250       COMB6 Combination         Min     -68.937       2.922       2.865      0.0035 
          49     4.65000       COMB6 Combination         Min     -66.254       1.332       2.865      0.0035 
          49     0.67500       COMB7 Combination         Max     -67.669       1.030      -2.847  -6.955E-04 
          49     2.66250       COMB7 Combination         Max     -64.986       1.030      -2.847  -6.955E-04 
          49     4.65000       COMB7 Combination         Max     -62.303       1.030      -2.847  -6.955E-04 
          49     0.67500       COMB7 Combination         Min     -67.669       1.030      -2.847  -6.955E-04 
          49     2.66250       COMB7 Combination         Min     -64.986       1.030      -2.847  -6.955E-04 
          49     4.65000       COMB7 Combination         Min     -62.303       1.030      -2.847  -6.955E-04 
          49     0.67500       COMB8 Combination         Max     -76.165       1.672      -2.815     -0.0012 
          49     2.66250       COMB8 Combination         Max     -73.482       1.672      -2.815     -0.0012 
          49     4.65000       COMB8 Combination         Max     -70.798       1.672      -2.815     -0.0012 
          49     0.67500       COMB8 Combination         Min     -76.165       1.672      -2.815     -0.0012 
          49     2.66250       COMB8 Combination         Min     -73.482       1.672      -2.815     -0.0012 
          49     4.65000       COMB8 Combination         Min     -70.798       1.672      -2.815     -0.0012 
          49     0.67500       COMB9 Combination         Max     -65.534       0.872      -2.649  -5.794E-04 
          49     2.66250       COMB9 Combination         Max     -62.851       0.872      -2.649  -5.794E-04 
          49     4.65000       COMB9 Combination         Max     -60.168       0.872      -2.649  -5.794E-04 
          49     0.67500       COMB9 Combination         Min     -65.534       0.872      -2.649  -5.794E-04 
          49     2.66250       COMB9 Combination         Min     -62.851       0.872      -2.649  -5.794E-04 
          49     4.65000       COMB9 Combination         Min     -60.168       0.872      -2.649  -5.794E-04 
          49     0.67500      COMB10 Combination         Max     -66.090       3.213      -3.046      0.0040 
          49     2.66250      COMB10 Combination         Max     -63.407       1.623      -3.046      0.0040 
          49     4.65000      COMB10 Combination         Max     -60.724       0.033      -3.046      0.0040 
          49     0.67500      COMB10 Combination         Min     -66.090       3.213      -3.046      0.0040 
          49     2.66250      COMB10 Combination         Min     -63.407       1.623      -3.046      0.0040 
          49     4.65000      COMB10 Combination         Min     -60.724       0.033      -3.046      0.0040 
          49     0.67500      COMB11 Combination         Max     -74.030       1.514      -2.617     -0.0010 
          49     2.66250      COMB11 Combination         Max     -71.347       1.514      -2.617     -0.0010 
          49     4.65000      COMB11 Combination         Max     -68.664       1.514      -2.617     -0.0010 
          49     0.67500      COMB11 Combination         Min     -74.030       1.514      -2.617     -0.0010 
          49     2.66250      COMB11 Combination         Min     -71.347       1.514      -2.617     -0.0010 
          49     4.65000      COMB11 Combination         Min     -68.664       1.514      -2.617     -0.0010 
          49     0.67500      COMB12 Combination         Max     -74.586       3.855      -3.014      0.0036 
          49     2.66250      COMB12 Combination         Max     -71.903       2.265      -3.014      0.0036 
          49     4.65000      COMB12 Combination         Max     -69.220       0.675      -3.014      0.0036 
          49     0.67500      COMB12 Combination         Min     -74.586       3.855      -3.014      0.0036 
          49     2.66250      COMB12 Combination         Min     -71.903       2.265      -3.014      0.0036 
          49     4.65000      COMB12 Combination         Min     -69.220       0.675      -3.014      0.0036 
          49     0.67500      COMB13 Combination         Max     -73.970       2.000       3.608     -0.0012 
          49     2.66250      COMB13 Combination         Max     -71.287       2.000       3.608     -0.0012 
          49     4.65000      COMB13 Combination         Max     -68.604       2.000       3.608     -0.0012 
          49     0.67500      COMB13 Combination         Min     -75.394       2.000      -3.358     -0.0012 
          49     2.66250      COMB13 Combination         Min     -72.711       2.000      -3.358     -0.0012 
          49     4.65000      COMB13 Combination         Min     -70.027       2.000      -3.358     -0.0012 
          49     0.67500      COMB14 Combination         Max     -73.097       3.571       0.759      0.0472 
          49     2.66250      COMB14 Combination         Max     -70.414       3.571       0.759      0.0472 
          49     4.65000      COMB14 Combination         Max     -67.731       3.571       0.759      0.0472 
          49     0.67500      COMB14 Combination         Min     -76.266       0.430      -0.510     -0.0496 
          49     2.66250      COMB14 Combination         Min     -73.583       0.430      -0.510     -0.0496 
          49     4.65000      COMB14 Combination         Min     -70.900       0.430      -0.510     -0.0496 
          49     0.67500         INV Combination         Max     -62.569       4.512       3.608      0.0472 
          49     2.66250         INV Combination         Max     -59.886       3.571       3.608      0.0472 
          49     4.65000         INV Combination         Max     -57.203       3.571       3.608      0.0472 
          49     0.67500         INV Combination         Min     -76.266       0.430      -3.358     -0.0496 
          49     2.66250         INV Combination         Min     -73.583       0.430      -3.358     -0.0496 
          49     4.65000         INV Combination         Min     -70.900       0.033      -3.358     -0.0496 
          50     0.67500          PP   LinStatic                 -87.154       2.199   7.450E-03  -5.595E-07 
          50     2.61250          PP   LinStatic                 -82.795       2.199   7.450E-03  -5.595E-07 
          50     4.55000          PP   LinStatic                 -78.435       2.199   7.450E-03  -5.595E-07 
          50     0.67500        PERM   LinStatic                 -30.094       6.274       0.058     -0.0012 
          50     2.61250        PERM   LinStatic                 -30.094       6.274       0.058     -0.0012 
          50     4.55000        PERM   LinStatic                 -30.094       6.274       0.058     -0.0012 
          50     0.67500        NEVE   LinStatic                 -20.590       4.293       0.040  -8.552E-04 
          50     2.61250        NEVE   LinStatic                 -20.590       4.293       0.040  -8.552E-04 
          50     4.55000        NEVE   LinStatic                 -20.590       4.293       0.040  -8.552E-04 
          50     0.67500      VENTOX   LinStatic                   5.126      -1.057       0.344   2.091E-04 
          50     2.61250      VENTOX   LinStatic                   5.126      -1.057       0.344   2.091E-04 
          50     4.55000      VENTOX   LinStatic                   5.126      -1.057       0.344   2.091E-04 
          50     0.67500      VENTOY   LinStatic                   4.166       4.420      -0.339      0.0042 
          50     2.61250      VENTOY   LinStatic                   4.166       2.870      -0.339      0.0042 
          50     4.55000      VENTOY   LinStatic                   4.166       1.320      -0.339      0.0042 
          50     0.67500      SISMAX LinRespSpec         Max       0.942   1.277E-05       5.999   5.660E-05 
          50     2.61250      SISMAX LinRespSpec         Max       0.942   1.277E-05       5.999   5.660E-05 
          50     4.55000      SISMAX LinRespSpec         Max       0.942   1.277E-05       5.999   5.660E-05 
          50     0.67500      SISMAY LinRespSpec         Max       2.999       7.843       1.092      0.1569 
          50     2.61250      SISMAY LinRespSpec         Max       2.999       7.843       1.092      0.1569 
          50     4.55000      SISMAY LinRespSpec         Max       2.999       7.843       1.092      0.1569 
          50     0.67500        TERM   LinStatic                   1.984       1.652       3.993  -5.268E-06 
          50     2.61250        TERM   LinStatic                   1.984       1.652       3.993  -5.268E-06 
          50     4.55000        TERM   LinStatic                   1.984       1.652       3.993  -5.268E-06 
          50     0.67500       COMB1 Combination         Max    -115.264      10.126       4.059     -0.0013 
          50     2.61250       COMB1 Combination         Max    -110.904      10.126       4.059     -0.0013 
          50     4.55000       COMB1 Combination         Max    -106.545      10.126       4.059     -0.0013 
          50     0.67500       COMB1 Combination         Min    -115.264      10.126       4.059     -0.0013 
          50     2.61250       COMB1 Combination         Min    -110.904      10.126       4.059     -0.0013 
          50     4.55000       COMB1 Combination         Min    -106.545      10.126       4.059     -0.0013 
          50     0.67500       COMB2 Combination         Max    -135.854      14.419       4.099     -0.0021 
          50     2.61250       COMB2 Combination         Max    -131.495      14.419       4.099     -0.0021 
          50     4.55000       COMB2 Combination         Max    -127.135      14.419       4.099     -0.0021 
          50     0.67500       COMB2 Combination         Min    -135.854      14.419       4.099     -0.0021 
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          50     2.61250       COMB2 Combination         Min    -131.495      14.419       4.099     -0.0021 
          50     4.55000       COMB2 Combination         Min    -127.135      14.419       4.099     -0.0021 
          50     0.67500       COMB3 Combination         Max    -110.138       9.069       4.403     -0.0010 
          50     2.61250       COMB3 Combination         Max    -105.779       9.069       4.403     -0.0010 
          50     4.55000       COMB3 Combination         Max    -101.419       9.069       4.403     -0.0010 
          50     0.67500       COMB3 Combination         Min    -110.138       9.069       4.403     -0.0010 
          50     2.61250       COMB3 Combination         Min    -105.779       9.069       4.403     -0.0010 
          50     4.55000       COMB3 Combination         Min    -101.419       9.069       4.403     -0.0010 
          50     0.67500       COMB4 Combination         Max    -111.098      14.546       3.719      0.0030 
          50     2.61250       COMB4 Combination         Max    -106.739      12.996       3.719      0.0030 
          50     4.55000       COMB4 Combination         Max    -102.379      11.446       3.719      0.0030 
          50     0.67500       COMB4 Combination         Min    -111.098      14.546       3.719      0.0030 
          50     2.61250       COMB4 Combination         Min    -106.739      12.996       3.719      0.0030 
          50     4.55000       COMB4 Combination         Min    -102.379      11.446       3.719      0.0030 
          50     0.67500       COMB5 Combination         Max    -130.728      13.362       4.443     -0.0019 
          50     2.61250       COMB5 Combination         Max    -126.369      13.362       4.443     -0.0019 
          50     4.55000       COMB5 Combination         Max    -122.010      13.362       4.443     -0.0019 
          50     0.67500       COMB5 Combination         Min    -130.728      13.362       4.443     -0.0019 
          50     2.61250       COMB5 Combination         Min    -126.369      13.362       4.443     -0.0019 
          50     4.55000       COMB5 Combination         Min    -122.010      13.362       4.443     -0.0019 
          50     0.67500       COMB6 Combination         Max    -131.689      18.839       3.759      0.0021 
          50     2.61250       COMB6 Combination         Max    -127.329      17.289       3.759      0.0021 
          50     4.55000       COMB6 Combination         Max    -122.970      15.739       3.759      0.0021 
          50     0.67500       COMB6 Combination         Min    -131.689      18.839       3.759      0.0021 
          50     2.61250       COMB6 Combination         Min    -127.329      17.289       3.759      0.0021 
          50     4.55000       COMB6 Combination         Min    -122.970      15.739       3.759      0.0021 
          50     0.67500       COMB7 Combination         Max    -119.232       6.821      -3.927     -0.0012 
          50     2.61250       COMB7 Combination         Max    -114.873       6.821      -3.927     -0.0012 
          50     4.55000       COMB7 Combination         Max    -110.513       6.821      -3.927     -0.0012 
          50     0.67500       COMB7 Combination         Min    -119.232       6.821      -3.927     -0.0012 
          50     2.61250       COMB7 Combination         Min    -114.873       6.821      -3.927     -0.0012 
          50     4.55000       COMB7 Combination         Min    -110.513       6.821      -3.927     -0.0012 
          50     0.67500       COMB8 Combination         Max    -139.822      11.114      -3.887     -0.0021 
          50     2.61250       COMB8 Combination         Max    -135.463      11.114      -3.887     -0.0021 
          50     4.55000       COMB8 Combination         Max    -131.104      11.114      -3.887     -0.0021 
          50     0.67500       COMB8 Combination         Min    -139.822      11.114      -3.887     -0.0021 
          50     2.61250       COMB8 Combination         Min    -135.463      11.114      -3.887     -0.0021 
          50     4.55000       COMB8 Combination         Min    -131.104      11.114      -3.887     -0.0021 
          50     0.67500       COMB9 Combination         Max    -114.106       5.764      -3.583     -0.0010 
          50     2.61250       COMB9 Combination         Max    -109.747       5.764      -3.583     -0.0010 
          50     4.55000       COMB9 Combination         Max    -105.387       5.764      -3.583     -0.0010 
          50     0.67500       COMB9 Combination         Min    -114.106       5.764      -3.583     -0.0010 
          50     2.61250       COMB9 Combination         Min    -109.747       5.764      -3.583     -0.0010 
          50     4.55000       COMB9 Combination         Min    -105.387       5.764      -3.583     -0.0010 
          50     0.67500      COMB10 Combination         Max    -115.066      11.241      -4.266      0.0030 
          50     2.61250      COMB10 Combination         Max    -110.707       9.691      -4.266      0.0030 
          50     4.55000      COMB10 Combination         Max    -106.348       8.141      -4.266      0.0030 
          50     0.67500      COMB10 Combination         Min    -115.066      11.241      -4.266      0.0030 
          50     2.61250      COMB10 Combination         Min    -110.707       9.691      -4.266      0.0030 
          50     4.55000      COMB10 Combination         Min    -106.348       8.141      -4.266      0.0030 
          50     0.67500      COMB11 Combination         Max    -134.697      10.057      -3.543     -0.0019 
          50     2.61250      COMB11 Combination         Max    -130.337      10.057      -3.543     -0.0019 
          50     4.55000      COMB11 Combination         Max    -125.978      10.057      -3.543     -0.0019 
          50     0.67500      COMB11 Combination         Min    -134.697      10.057      -3.543     -0.0019 
          50     2.61250      COMB11 Combination         Min    -130.337      10.057      -3.543     -0.0019 
          50     4.55000      COMB11 Combination         Min    -125.978      10.057      -3.543     -0.0019 
          50     0.67500      COMB12 Combination         Max    -135.657      15.534      -4.227      0.0021 
          50     2.61250      COMB12 Combination         Max    -131.297      13.984      -4.227      0.0021 
          50     4.55000      COMB12 Combination         Max    -126.938      12.434      -4.227      0.0021 
          50     0.67500      COMB12 Combination         Min    -135.657      15.534      -4.227      0.0021 
          50     2.61250      COMB12 Combination         Min    -131.297      13.984      -4.227      0.0021 
          50     4.55000      COMB12 Combination         Min    -126.938      12.434      -4.227      0.0021 
          50     0.67500      COMB13 Combination         Max    -136.896      12.767       6.104     -0.0020 
          50     2.61250      COMB13 Combination         Max    -132.537      12.767       6.104     -0.0020 
          50     4.55000      COMB13 Combination         Max    -128.177      12.767       6.104     -0.0020 
          50     0.67500      COMB13 Combination         Min    -138.780      12.767      -5.893     -0.0022 
          50     2.61250      COMB13 Combination         Min    -134.421      12.767      -5.893     -0.0022 
          50     4.55000      COMB13 Combination         Min    -130.062      12.767      -5.893     -0.0022 
          50     0.67500      COMB14 Combination         Max    -134.839      20.610       1.198      0.1548 
          50     2.61250      COMB14 Combination         Max    -130.480      20.610       1.198      0.1548 
          50     4.55000      COMB14 Combination         Max    -126.120      20.610       1.198      0.1548 
          50     0.67500      COMB14 Combination         Min    -140.838       4.923      -0.987     -0.1590 
          50     2.61250      COMB14 Combination         Min    -136.478       4.923      -0.987     -0.1590 
          50     4.55000      COMB14 Combination         Min    -132.119       4.923      -0.987     -0.1590 
          50     0.67500         INV Combination         Max    -110.138      20.610       6.104      0.1548 
          50     2.61250         INV Combination         Max    -105.779      20.610       6.104      0.1548 
          50     4.55000         INV Combination         Max    -101.419      20.610       6.104      0.1548 
          50     0.67500         INV Combination         Min    -140.838       4.923      -5.893     -0.1590 
          50     2.61250         INV Combination         Min    -136.478       4.923      -5.893     -0.1590 
          50     4.55000         INV Combination         Min    -132.119       4.923      -5.893     -0.1590 
          51     0.67500          PP   LinStatic                 -55.452       0.415   1.167E-03   8.904E-06 
          51     2.66250          PP   LinStatic                 -52.769       0.415   1.167E-03   8.904E-06 
          51     4.65000          PP   LinStatic                 -50.086       0.415   1.167E-03   8.904E-06 
          51     0.67500        PERM   LinStatic                 -16.699       1.209       0.022  -1.222E-04 
          51     2.66250        PERM   LinStatic                 -16.699       1.209       0.022  -1.222E-04 
          51     4.65000        PERM   LinStatic                 -16.699       1.209       0.022  -1.222E-04 
          51     0.67500        NEVE   LinStatic                 -11.426       0.827       0.015  -8.363E-05 
          51     2.66250        NEVE   LinStatic                 -11.426       0.827       0.015  -8.363E-05 
          51     4.65000        NEVE   LinStatic                 -11.426       0.827       0.015  -8.363E-05 
          51     0.67500      VENTOX   LinStatic                   2.819      -0.204       0.203   1.749E-05 
          51     2.66250      VENTOX   LinStatic                   2.819      -0.204       0.203   1.749E-05 
          51     4.65000      VENTOX   LinStatic                   2.819      -0.204       0.203   1.749E-05 
          51     0.67500      VENTOY   LinStatic                   2.347       2.141      -0.196     -0.0035 
          51     2.66250      VENTOY   LinStatic                   2.347       0.551      -0.196     -0.0035 
          51     4.65000      VENTOY   LinStatic                   2.347      -1.039      -0.196     -0.0035 
          51     0.67500      SISMAX LinRespSpec         Max       0.102   1.564E-06       3.492   2.871E-05 
          51     2.66250      SISMAX LinRespSpec         Max       0.102   1.564E-06       3.492   2.871E-05 
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          51     4.65000      SISMAX LinRespSpec         Max       0.102   1.564E-06       3.492   2.871E-05 
          51     0.67500      SISMAY LinRespSpec         Max       1.562       1.508       0.637      0.0535 
          51     2.66250      SISMAY LinRespSpec         Max       1.562       1.508       0.637      0.0535 
          51     4.65000      SISMAY LinRespSpec         Max       1.562       1.508       0.637      0.0535 
          51     0.67500        TERM   LinStatic                   0.837       0.326       1.699   5.564E-06 
          51     2.66250        TERM   LinStatic                   0.837       0.326       1.699   5.564E-06 
          51     4.65000        TERM   LinStatic                   0.837       0.326       1.699   5.564E-06 
          51     0.67500       COMB1 Combination         Max     -71.315       1.950       1.722  -1.078E-04 
          51     2.66250       COMB1 Combination         Max     -68.631       1.950       1.722  -1.078E-04 
          51     4.65000       COMB1 Combination         Max     -65.948       1.950       1.722  -1.078E-04 
          51     0.67500       COMB1 Combination         Min     -71.315       1.950       1.722  -1.078E-04 
          51     2.66250       COMB1 Combination         Min     -68.631       1.950       1.722  -1.078E-04 
          51     4.65000       COMB1 Combination         Min     -65.948       1.950       1.722  -1.078E-04 
          51     0.67500       COMB2 Combination         Max     -82.740       2.777       1.737  -1.914E-04 
          51     2.66250       COMB2 Combination         Max     -80.057       2.777       1.737  -1.914E-04 
          51     4.65000       COMB2 Combination         Max     -77.374       2.777       1.737  -1.914E-04 
          51     0.67500       COMB2 Combination         Min     -82.740       2.777       1.737  -1.914E-04 
          51     2.66250       COMB2 Combination         Min     -80.057       2.777       1.737  -1.914E-04 
          51     4.65000       COMB2 Combination         Min     -77.374       2.777       1.737  -1.914E-04 
          51     0.67500       COMB3 Combination         Max     -68.495       1.746       1.925  -9.027E-05 
          51     2.66250       COMB3 Combination         Max     -65.812       1.746       1.925  -9.027E-05 
          51     4.65000       COMB3 Combination         Max     -63.129       1.746       1.925  -9.027E-05 
          51     0.67500       COMB3 Combination         Min     -68.495       1.746       1.925  -9.027E-05 
          51     2.66250       COMB3 Combination         Min     -65.812       1.746       1.925  -9.027E-05 
          51     4.65000       COMB3 Combination         Min     -63.129       1.746       1.925  -9.027E-05 
          51     0.67500       COMB4 Combination         Max     -68.967       4.090       1.526     -0.0036 
          51     2.66250       COMB4 Combination         Max     -66.284       2.500       1.526     -0.0036 
          51     4.65000       COMB4 Combination         Max     -63.601       0.910       1.526     -0.0036 
          51     0.67500       COMB4 Combination         Min     -68.967       4.090       1.526     -0.0036 
          51     2.66250       COMB4 Combination         Min     -66.284       2.500       1.526     -0.0036 
          51     4.65000       COMB4 Combination         Min     -63.601       0.910       1.526     -0.0036 
          51     0.67500       COMB5 Combination         Max     -79.921       2.573       1.940  -1.739E-04 
          51     2.66250       COMB5 Combination         Max     -77.238       2.573       1.940  -1.739E-04 
          51     4.65000       COMB5 Combination         Max     -74.554       2.573       1.940  -1.739E-04 
          51     0.67500       COMB5 Combination         Min     -79.921       2.573       1.940  -1.739E-04 
          51     2.66250       COMB5 Combination         Min     -77.238       2.573       1.940  -1.739E-04 
          51     4.65000       COMB5 Combination         Min     -74.554       2.573       1.940  -1.739E-04 
          51     0.67500       COMB6 Combination         Max     -80.393       4.917       1.541     -0.0037 
          51     2.66250       COMB6 Combination         Max     -77.710       3.327       1.541     -0.0037 
          51     4.65000       COMB6 Combination         Max     -75.027       1.737       1.541     -0.0037 
          51     0.67500       COMB6 Combination         Min     -80.393       4.917       1.541     -0.0037 
          51     2.66250       COMB6 Combination         Min     -77.710       3.327       1.541     -0.0037 
          51     4.65000       COMB6 Combination         Min     -75.027       1.737       1.541     -0.0037 
          51     0.67500       COMB7 Combination         Max     -72.988       1.298      -1.676  -1.189E-04 
          51     2.66250       COMB7 Combination         Max     -70.305       1.298      -1.676  -1.189E-04 
          51     4.65000       COMB7 Combination         Max     -67.622       1.298      -1.676  -1.189E-04 
          51     0.67500       COMB7 Combination         Min     -72.988       1.298      -1.676  -1.189E-04 
          51     2.66250       COMB7 Combination         Min     -70.305       1.298      -1.676  -1.189E-04 
          51     4.65000       COMB7 Combination         Min     -67.622       1.298      -1.676  -1.189E-04 
          51     0.67500       COMB8 Combination         Max     -84.413       2.125      -1.661  -2.025E-04 
          51     2.66250       COMB8 Combination         Max     -81.730       2.125      -1.661  -2.025E-04 
          51     4.65000       COMB8 Combination         Max     -79.047       2.125      -1.661  -2.025E-04 
          51     0.67500       COMB8 Combination         Min     -84.413       2.125      -1.661  -2.025E-04 
          51     2.66250       COMB8 Combination         Min     -81.730       2.125      -1.661  -2.025E-04 
          51     4.65000       COMB8 Combination         Min     -79.047       2.125      -1.661  -2.025E-04 
          51     0.67500       COMB9 Combination         Max     -70.168       1.094      -1.474  -1.014E-04 
          51     2.66250       COMB9 Combination         Max     -67.485       1.094      -1.474  -1.014E-04 
          51     4.65000       COMB9 Combination         Max     -64.802       1.094      -1.474  -1.014E-04 
          51     0.67500       COMB9 Combination         Min     -70.168       1.094      -1.474  -1.014E-04 
          51     2.66250       COMB9 Combination         Min     -67.485       1.094      -1.474  -1.014E-04 
          51     4.65000       COMB9 Combination         Min     -64.802       1.094      -1.474  -1.014E-04 
          51     0.67500      COMB10 Combination         Max     -70.641       3.438      -1.872     -0.0036 
          51     2.66250      COMB10 Combination         Max     -67.958       1.848      -1.872     -0.0036 
          51     4.65000      COMB10 Combination         Max     -65.274       0.258      -1.872     -0.0036 
          51     0.67500      COMB10 Combination         Min     -70.641       3.438      -1.872     -0.0036 
          51     2.66250      COMB10 Combination         Min     -67.958       1.848      -1.872     -0.0036 
          51     4.65000      COMB10 Combination         Min     -65.274       0.258      -1.872     -0.0036 
          51     0.67500      COMB11 Combination         Max     -81.594       1.921      -1.459  -1.850E-04 
          51     2.66250      COMB11 Combination         Max     -78.911       1.921      -1.459  -1.850E-04 
          51     4.65000      COMB11 Combination         Max     -76.228       1.921      -1.459  -1.850E-04 
          51     0.67500      COMB11 Combination         Min     -81.594       1.921      -1.459  -1.850E-04 
          51     2.66250      COMB11 Combination         Min     -78.911       1.921      -1.459  -1.850E-04 
          51     4.65000      COMB11 Combination         Min     -76.228       1.921      -1.459  -1.850E-04 
          51     0.67500      COMB12 Combination         Max     -82.066       4.265      -1.857     -0.0037 
          51     2.66250      COMB12 Combination         Max     -79.383       2.675      -1.857     -0.0037 
          51     4.65000      COMB12 Combination         Max     -76.700       1.085      -1.857     -0.0037 
          51     0.67500      COMB12 Combination         Min     -82.066       4.265      -1.857     -0.0037 
          51     2.66250      COMB12 Combination         Min     -79.383       2.675      -1.857     -0.0037 
          51     4.65000      COMB12 Combination         Min     -76.700       1.085      -1.857     -0.0037 
          51     0.67500      COMB13 Combination         Max     -83.474       2.451       3.530  -1.683E-04 
          51     2.66250      COMB13 Combination         Max     -80.791       2.451       3.530  -1.683E-04 
          51     4.65000      COMB13 Combination         Max     -78.108       2.451       3.530  -1.683E-04 
          51     0.67500      COMB13 Combination         Min     -83.679       2.451      -3.454  -2.257E-04 
          51     2.66250      COMB13 Combination         Min     -80.996       2.451      -3.454  -2.257E-04 
          51     4.65000      COMB13 Combination         Min     -78.313       2.451      -3.454  -2.257E-04 
          51     0.67500      COMB14 Combination         Max     -82.014       3.959       0.675      0.0533 
          51     2.66250      COMB14 Combination         Max     -79.331       3.959       0.675      0.0533 
          51     4.65000      COMB14 Combination         Max     -76.648       3.959       0.675      0.0533 
          51     0.67500      COMB14 Combination         Min     -85.139       0.942      -0.599     -0.0537 
          51     2.66250      COMB14 Combination         Min     -82.456       0.942      -0.599     -0.0537 
          51     4.65000      COMB14 Combination         Min     -79.773       0.942      -0.599     -0.0537 
          51     0.67500         INV Combination         Max     -68.495       4.917       3.530      0.0533 
          51     2.66250         INV Combination         Max     -65.812       3.959       3.530      0.0533 
          51     4.65000         INV Combination         Max     -63.129       3.959       3.530      0.0533 
          51     0.67500         INV Combination         Min     -85.139       0.942      -3.454     -0.0537 
          51     2.66250         INV Combination         Min     -82.456       0.942      -3.454     -0.0537 
          51     4.65000         INV Combination         Min     -79.773       0.258      -3.454     -0.0537 
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          52     0.67500          PP   LinStatic                 -84.736       2.195   5.945E-03   1.455E-05 
          52     2.61250          PP   LinStatic                 -80.377       2.195   5.945E-03   1.455E-05 
          52     4.55000          PP   LinStatic                 -76.017       2.195   5.945E-03   1.455E-05 
          52     0.67500        PERM   LinStatic                 -31.281       6.518       0.029  -6.779E-05 
          52     2.61250        PERM   LinStatic                 -31.281       6.518       0.029  -6.779E-05 
          52     4.55000        PERM   LinStatic                 -31.281       6.518       0.029  -6.779E-05 
          52     0.67500        NEVE   LinStatic                 -21.403       4.460       0.020  -4.638E-05 
          52     2.61250        NEVE   LinStatic                 -21.403       4.460       0.020  -4.638E-05 
          52     4.55000        NEVE   LinStatic                 -21.403       4.460       0.020  -4.638E-05 
          52     0.67500      VENTOX   LinStatic                   5.267      -1.098       0.349  -1.569E-05 
          52     2.61250      VENTOX   LinStatic                   5.267      -1.098       0.349  -1.569E-05 
          52     4.55000      VENTOX   LinStatic                   5.267      -1.098       0.349  -1.569E-05 
          52     0.67500      VENTOY   LinStatic                   4.399       4.325      -0.336     -0.0293 
          52     2.61250      VENTOY   LinStatic                   4.399       2.775      -0.336     -0.0293 
          52     4.55000      VENTOY   LinStatic                   4.399       1.225      -0.336     -0.0293 
          52     0.67500      SISMAX LinRespSpec         Max       0.063   5.267E-05       5.995   1.079E-04 
          52     2.61250      SISMAX LinRespSpec         Max       0.063   5.267E-05       5.995   1.079E-04 
          52     4.55000      SISMAX LinRespSpec         Max       0.063   5.267E-05       5.995   1.079E-04 
          52     0.67500      SISMAY LinRespSpec         Max       2.849       7.470       1.096      0.1809 
          52     2.61250      SISMAY LinRespSpec         Max       2.849       7.470       1.096      0.1809 
          52     4.55000      SISMAY LinRespSpec         Max       2.849       7.470       1.096      0.1809 
          52     0.67500        TERM   LinStatic                   0.889       1.650       1.843   1.410E-06 
          52     2.61250        TERM   LinStatic                   0.889       1.650       1.843   1.410E-06 
          52     4.55000        TERM   LinStatic                   0.889       1.650       1.843   1.410E-06 
          52     0.67500       COMB1 Combination         Max    -115.128      10.363       1.878  -5.182E-05 
          52     2.61250       COMB1 Combination         Max    -110.769      10.363       1.878  -5.182E-05 
          52     4.55000       COMB1 Combination         Max    -106.410      10.363       1.878  -5.182E-05 
          52     0.67500       COMB1 Combination         Min    -115.128      10.363       1.878  -5.182E-05 
          52     2.61250       COMB1 Combination         Min    -110.769      10.363       1.878  -5.182E-05 
          52     4.55000       COMB1 Combination         Min    -106.410      10.363       1.878  -5.182E-05 
          52     0.67500       COMB2 Combination         Max    -136.531      14.823       1.898  -9.820E-05 
          52     2.61250       COMB2 Combination         Max    -132.172      14.823       1.898  -9.820E-05 
          52     4.55000       COMB2 Combination         Max    -127.812      14.823       1.898  -9.820E-05 
          52     0.67500       COMB2 Combination         Min    -136.531      14.823       1.898  -9.820E-05 
          52     2.61250       COMB2 Combination         Min    -132.172      14.823       1.898  -9.820E-05 
          52     4.55000       COMB2 Combination         Min    -127.812      14.823       1.898  -9.820E-05 
          52     0.67500       COMB3 Combination         Max    -109.861       9.266       2.227  -6.751E-05 
          52     2.61250       COMB3 Combination         Max    -105.502       9.266       2.227  -6.751E-05 
          52     4.55000       COMB3 Combination         Max    -101.143       9.266       2.227  -6.751E-05 
          52     0.67500       COMB3 Combination         Min    -109.861       9.266       2.227  -6.751E-05 
          52     2.61250       COMB3 Combination         Min    -105.502       9.266       2.227  -6.751E-05 
          52     4.55000       COMB3 Combination         Min    -101.143       9.266       2.227  -6.751E-05 
          52     0.67500       COMB4 Combination         Max    -110.730      14.688       1.542     -0.0293 
          52     2.61250       COMB4 Combination         Max    -106.370      13.138       1.542     -0.0293 
          52     4.55000       COMB4 Combination         Max    -102.011      11.588       1.542     -0.0293 
          52     0.67500       COMB4 Combination         Min    -110.730      14.688       1.542     -0.0293 
          52     2.61250       COMB4 Combination         Min    -106.370      13.138       1.542     -0.0293 
          52     4.55000       COMB4 Combination         Min    -102.011      11.588       1.542     -0.0293 
          52     0.67500       COMB5 Combination         Max    -131.264      13.725       2.247  -1.139E-04 
          52     2.61250       COMB5 Combination         Max    -126.905      13.725       2.247  -1.139E-04 
          52     4.55000       COMB5 Combination         Max    -122.546      13.725       2.247  -1.139E-04 
          52     0.67500       COMB5 Combination         Min    -131.264      13.725       2.247  -1.139E-04 
          52     2.61250       COMB5 Combination         Min    -126.905      13.725       2.247  -1.139E-04 
          52     4.55000       COMB5 Combination         Min    -122.546      13.725       2.247  -1.139E-04 
          52     0.67500       COMB6 Combination         Max    -132.133      19.148       1.562     -0.0294 
          52     2.61250       COMB6 Combination         Max    -127.773      17.598       1.562     -0.0294 
          52     4.55000       COMB6 Combination         Max    -123.414      16.048       1.562     -0.0294 
          52     0.67500       COMB6 Combination         Min    -132.133      19.148       1.562     -0.0294 
          52     2.61250       COMB6 Combination         Min    -127.773      17.598       1.562     -0.0294 
          52     4.55000       COMB6 Combination         Min    -123.414      16.048       1.562     -0.0294 
          52     0.67500       COMB7 Combination         Max    -116.906       7.063      -1.808  -5.464E-05 
          52     2.61250       COMB7 Combination         Max    -112.547       7.063      -1.808  -5.464E-05 
          52     4.55000       COMB7 Combination         Max    -108.188       7.063      -1.808  -5.464E-05 
          52     0.67500       COMB7 Combination         Min    -116.906       7.063      -1.808  -5.464E-05 
          52     2.61250       COMB7 Combination         Min    -112.547       7.063      -1.808  -5.464E-05 
          52     4.55000       COMB7 Combination         Min    -108.188       7.063      -1.808  -5.464E-05 
          52     0.67500       COMB8 Combination         Max    -138.309      11.523      -1.788  -1.010E-04 
          52     2.61250       COMB8 Combination         Max    -133.950      11.523      -1.788  -1.010E-04 
          52     4.55000       COMB8 Combination         Max    -129.590      11.523      -1.788  -1.010E-04 
          52     0.67500       COMB8 Combination         Min    -138.309      11.523      -1.788  -1.010E-04 
          52     2.61250       COMB8 Combination         Min    -133.950      11.523      -1.788  -1.010E-04 
          52     4.55000       COMB8 Combination         Min    -129.590      11.523      -1.788  -1.010E-04 
          52     0.67500       COMB9 Combination         Max    -111.639       5.965      -1.459  -7.033E-05 
          52     2.61250       COMB9 Combination         Max    -107.280       5.965      -1.459  -7.033E-05 
          52     4.55000       COMB9 Combination         Max    -102.921       5.965      -1.459  -7.033E-05 
          52     0.67500       COMB9 Combination         Min    -111.639       5.965      -1.459  -7.033E-05 
          52     2.61250       COMB9 Combination         Min    -107.280       5.965      -1.459  -7.033E-05 
          52     4.55000       COMB9 Combination         Min    -102.921       5.965      -1.459  -7.033E-05 
          52     0.67500      COMB10 Combination         Max    -112.508      11.388      -2.143     -0.0293 
          52     2.61250      COMB10 Combination         Max    -108.148       9.838      -2.143     -0.0293 
          52     4.55000      COMB10 Combination         Max    -103.789       8.288      -2.143     -0.0293 
          52     0.67500      COMB10 Combination         Min    -112.508      11.388      -2.143     -0.0293 
          52     2.61250      COMB10 Combination         Min    -108.148       9.838      -2.143     -0.0293 
          52     4.55000      COMB10 Combination         Min    -103.789       8.288      -2.143     -0.0293 
          52     0.67500      COMB11 Combination         Max    -133.042      10.425      -1.439  -1.167E-04 
          52     2.61250      COMB11 Combination         Max    -128.683      10.425      -1.439  -1.167E-04 
          52     4.55000      COMB11 Combination         Max    -124.324      10.425      -1.439  -1.167E-04 
          52     0.67500      COMB11 Combination         Min    -133.042      10.425      -1.439  -1.167E-04 
          52     2.61250      COMB11 Combination         Min    -128.683      10.425      -1.439  -1.167E-04 
          52     4.55000      COMB11 Combination         Min    -124.324      10.425      -1.439  -1.167E-04 
          52     0.67500      COMB12 Combination         Max    -133.911      15.848      -2.124     -0.0294 
          52     2.61250      COMB12 Combination         Max    -129.551      14.298      -2.124     -0.0294 
          52     4.55000      COMB12 Combination         Max    -125.192      12.748      -2.124     -0.0294 
          52     0.67500      COMB12 Combination         Min    -133.911      15.848      -2.124     -0.0294 
          52     2.61250      COMB12 Combination         Min    -129.551      14.298      -2.124     -0.0294 
          52     4.55000      COMB12 Combination         Min    -125.192      12.748      -2.124     -0.0294 
          52     0.67500      COMB13 Combination         Max    -137.357      13.173       6.050   8.268E-06 
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          52     2.61250      COMB13 Combination         Max    -132.998      13.173       6.050   8.268E-06 
          52     4.55000      COMB13 Combination         Max    -128.638      13.173       6.050   8.268E-06 
          52     0.67500      COMB13 Combination         Min    -137.484      13.173      -5.940  -2.075E-04 
          52     2.61250      COMB13 Combination         Min    -133.124      13.173      -5.940  -2.075E-04 
          52     4.55000      COMB13 Combination         Min    -128.765      13.173      -5.940  -2.075E-04 
          52     0.67500      COMB14 Combination         Max    -134.571      20.643       1.151      0.1808 
          52     2.61250      COMB14 Combination         Max    -130.212      20.643       1.151      0.1808 
          52     4.55000      COMB14 Combination         Max    -125.852      20.643       1.151      0.1808 
          52     0.67500      COMB14 Combination         Min    -140.270       5.703      -1.041     -0.1810 
          52     2.61250      COMB14 Combination         Min    -135.910       5.703      -1.041     -0.1810 
          52     4.55000      COMB14 Combination         Min    -131.551       5.703      -1.041     -0.1810 
          52     0.67500         INV Combination         Max    -109.861      20.643       6.050      0.1808 
          52     2.61250         INV Combination         Max    -105.502      20.643       6.050      0.1808 
          52     4.55000         INV Combination         Max    -101.143      20.643       6.050      0.1808 
          52     0.67500         INV Combination         Min    -140.270       5.703      -5.940     -0.1810 
          52     2.61250         INV Combination         Min    -135.910       5.703      -5.940     -0.1810 
          52     4.55000         INV Combination         Min    -131.551       5.703      -5.940     -0.1810 
          53     0.67500          PP   LinStatic                 -54.724       0.414   4.825E-03  -6.889E-06 
          53     2.66250          PP   LinStatic                 -52.041       0.414   4.825E-03  -6.889E-06 
          53     4.65000          PP   LinStatic                 -49.357       0.414   4.825E-03  -6.889E-06 
          53     0.67500        PERM   LinStatic                 -16.439       1.232       0.014  -9.747E-06 
          53     2.66250        PERM   LinStatic                 -16.439       1.232       0.014  -9.747E-06 
          53     4.65000        PERM   LinStatic                 -16.439       1.232       0.014  -9.747E-06 
          53     0.67500        NEVE   LinStatic                 -11.248       0.843   9.885E-03  -6.669E-06 
          53     2.66250        NEVE   LinStatic                 -11.248       0.843   9.885E-03  -6.669E-06 
          53     4.65000        NEVE   LinStatic                 -11.248       0.843   9.885E-03  -6.669E-06 
          53     0.67500      VENTOX   LinStatic                   2.767      -0.208       0.204  -6.785E-06 
          53     2.66250      VENTOX   LinStatic                   2.767      -0.208       0.204  -6.785E-06 
          53     4.65000      VENTOX   LinStatic                   2.767      -0.208       0.204  -6.785E-06 
          53     0.67500      VENTOY   LinStatic                   2.326       2.110      -0.195     -0.0158 
          53     2.66250      VENTOY   LinStatic                   2.326       0.520      -0.195     -0.0158 
          53     4.65000      VENTOY   LinStatic                   2.326      -1.070      -0.195     -0.0158 
          53     0.67500      SISMAX LinRespSpec         Max       0.026   3.045E-05       3.491   4.033E-05 
          53     2.66250      SISMAX LinRespSpec         Max       0.026   3.045E-05       3.491   4.033E-05 
          53     4.65000      SISMAX LinRespSpec         Max       0.026   3.045E-05       3.491   4.033E-05 
          53     0.67500      SISMAY LinRespSpec         Max       1.461       1.415       0.639      0.0634 
          53     2.66250      SISMAY LinRespSpec         Max       1.461       1.415       0.639      0.0634 
          53     4.65000      SISMAY LinRespSpec         Max       1.461       1.415       0.639      0.0634 
          53     0.67500        TERM   LinStatic                   0.675       0.326       0.448  -9.911E-06 
          53     2.66250        TERM   LinStatic                   0.675       0.326       0.448  -9.911E-06 
          53     4.65000        TERM   LinStatic                   0.675       0.326       0.448  -9.911E-06 
          53     0.67500       COMB1 Combination         Max     -70.488       1.972       0.468  -2.655E-05 
          53     2.66250       COMB1 Combination         Max     -67.805       1.972       0.468  -2.655E-05 
          53     4.65000       COMB1 Combination         Max     -65.122       1.972       0.468  -2.655E-05 
          53     0.67500       COMB1 Combination         Min     -70.488       1.972       0.468  -2.655E-05 
          53     2.66250       COMB1 Combination         Min     -67.805       1.972       0.468  -2.655E-05 
          53     4.65000       COMB1 Combination         Min     -65.122       1.972       0.468  -2.655E-05 
          53     0.67500       COMB2 Combination         Max     -81.735       2.815       0.478  -3.322E-05 
          53     2.66250       COMB2 Combination         Max     -79.052       2.815       0.478  -3.322E-05 
          53     4.65000       COMB2 Combination         Max     -76.369       2.815       0.478  -3.322E-05 
          53     0.67500       COMB2 Combination         Min     -81.735       2.815       0.478  -3.322E-05 
          53     2.66250       COMB2 Combination         Min     -79.052       2.815       0.478  -3.322E-05 
          53     4.65000       COMB2 Combination         Min     -76.369       2.815       0.478  -3.322E-05 
          53     0.67500       COMB3 Combination         Max     -67.721       1.765       0.672  -3.333E-05 
          53     2.66250       COMB3 Combination         Max     -65.038       1.765       0.672  -3.333E-05 
          53     4.65000       COMB3 Combination         Max     -62.354       1.765       0.672  -3.333E-05 
          53     0.67500       COMB3 Combination         Min     -67.721       1.765       0.672  -3.333E-05 
          53     2.66250       COMB3 Combination         Min     -65.038       1.765       0.672  -3.333E-05 
          53     4.65000       COMB3 Combination         Min     -62.354       1.765       0.672  -3.333E-05 
          53     0.67500       COMB4 Combination         Max     -68.162       4.082       0.272     -0.0158 
          53     2.66250       COMB4 Combination         Max     -65.479       2.492       0.272     -0.0158 
          53     4.65000       COMB4 Combination         Max     -62.795       0.902       0.272     -0.0158 
          53     0.67500       COMB4 Combination         Min     -68.162       4.082       0.272     -0.0158 
          53     2.66250       COMB4 Combination         Min     -65.479       2.492       0.272     -0.0158 
          53     4.65000       COMB4 Combination         Min     -62.795       0.902       0.272     -0.0158 
          53     0.67500       COMB5 Combination         Max     -78.968       2.608       0.681  -4.000E-05 
          53     2.66250       COMB5 Combination         Max     -76.285       2.608       0.681  -4.000E-05 
          53     4.65000       COMB5 Combination         Max     -73.602       2.608       0.681  -4.000E-05 
          53     0.67500       COMB5 Combination         Min     -78.968       2.608       0.681  -4.000E-05 
          53     2.66250       COMB5 Combination         Min     -76.285       2.608       0.681  -4.000E-05 
          53     4.65000       COMB5 Combination         Min     -73.602       2.608       0.681  -4.000E-05 
          53     0.67500       COMB6 Combination         Max     -79.409       4.925       0.282     -0.0158 
          53     2.66250       COMB6 Combination         Max     -76.726       3.335       0.282     -0.0158 
          53     4.65000       COMB6 Combination         Max     -74.043       1.745       0.282     -0.0158 
          53     0.67500       COMB6 Combination         Min     -79.409       4.925       0.282     -0.0158 
          53     2.66250       COMB6 Combination         Min     -76.726       3.335       0.282     -0.0158 
          53     4.65000       COMB6 Combination         Min     -74.043       1.745       0.282     -0.0158 
          53     0.67500       COMB7 Combination         Max     -71.837       1.321      -0.429  -6.725E-06 
          53     2.66250       COMB7 Combination         Max     -69.154       1.321      -0.429  -6.725E-06 
          53     4.65000       COMB7 Combination         Max     -66.471       1.321      -0.429  -6.725E-06 
          53     0.67500       COMB7 Combination         Min     -71.837       1.321      -0.429  -6.725E-06 
          53     2.66250       COMB7 Combination         Min     -69.154       1.321      -0.429  -6.725E-06 
          53     4.65000       COMB7 Combination         Min     -66.471       1.321      -0.429  -6.725E-06 
          53     0.67500       COMB8 Combination         Max     -83.085       2.164      -0.419  -1.339E-05 
          53     2.66250       COMB8 Combination         Max     -80.402       2.164      -0.419  -1.339E-05 
          53     4.65000       COMB8 Combination         Max     -77.719       2.164      -0.419  -1.339E-05 
          53     0.67500       COMB8 Combination         Min     -83.085       2.164      -0.419  -1.339E-05 
          53     2.66250       COMB8 Combination         Min     -80.402       2.164      -0.419  -1.339E-05 
          53     4.65000       COMB8 Combination         Min     -77.719       2.164      -0.419  -1.339E-05 
          53     0.67500       COMB9 Combination         Max     -69.070       1.113      -0.225  -1.351E-05 
          53     2.66250       COMB9 Combination         Max     -66.387       1.113      -0.225  -1.351E-05 
          53     4.65000       COMB9 Combination         Max     -63.704       1.113      -0.225  -1.351E-05 
          53     0.67500       COMB9 Combination         Min     -69.070       1.113      -0.225  -1.351E-05 
          53     2.66250       COMB9 Combination         Min     -66.387       1.113      -0.225  -1.351E-05 
          53     4.65000       COMB9 Combination         Min     -63.704       1.113      -0.225  -1.351E-05 
          53     0.67500      COMB10 Combination         Max     -69.511       3.430      -0.625     -0.0158 
          53     2.66250      COMB10 Combination         Max     -66.828       1.840      -0.625     -0.0158 
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          53     4.65000      COMB10 Combination         Max     -64.145       0.250      -0.625     -0.0158 
          53     0.67500      COMB10 Combination         Min     -69.511       3.430      -0.625     -0.0158 
          53     2.66250      COMB10 Combination         Min     -66.828       1.840      -0.625     -0.0158 
          53     4.65000      COMB10 Combination         Min     -64.145       0.250      -0.625     -0.0158 
          53     0.67500      COMB11 Combination         Max     -80.318       1.956      -0.215  -2.018E-05 
          53     2.66250      COMB11 Combination         Max     -77.635       1.956      -0.215  -2.018E-05 
          53     4.65000      COMB11 Combination         Max     -74.952       1.956      -0.215  -2.018E-05 
          53     0.67500      COMB11 Combination         Min     -80.318       1.956      -0.215  -2.018E-05 
          53     2.66250      COMB11 Combination         Min     -77.635       1.956      -0.215  -2.018E-05 
          53     4.65000      COMB11 Combination         Min     -74.952       1.956      -0.215  -2.018E-05 
          53     0.67500      COMB12 Combination         Max     -80.759       4.273      -0.615     -0.0158 
          53     2.66250      COMB12 Combination         Max     -78.076       2.683      -0.615     -0.0158 
          53     4.65000      COMB12 Combination         Max     -75.393       1.093      -0.615     -0.0158 
          53     0.67500      COMB12 Combination         Min     -80.759       4.273      -0.615     -0.0158 
          53     2.66250      COMB12 Combination         Min     -78.076       2.683      -0.615     -0.0158 
          53     4.65000      COMB12 Combination         Min     -75.393       1.093      -0.615     -0.0158 
          53     0.67500      COMB13 Combination         Max     -82.384       2.490       3.520   1.702E-05 
          53     2.66250      COMB13 Combination         Max     -79.701       2.490       3.520   1.702E-05 
          53     4.65000      COMB13 Combination         Max     -77.018       2.490       3.520   1.702E-05 
          53     0.67500      COMB13 Combination         Min     -82.436       2.490      -3.462  -6.363E-05 
          53     2.66250      COMB13 Combination         Min     -79.753       2.490      -3.462  -6.363E-05 
          53     4.65000      COMB13 Combination         Min     -77.070       2.490      -3.462  -6.363E-05 
          53     0.67500      COMB14 Combination         Max     -80.949       3.905       0.669      0.0634 
          53     2.66250      COMB14 Combination         Max     -78.266       3.905       0.669      0.0634 
          53     4.65000      COMB14 Combination         Max     -75.583       3.905       0.669      0.0634 
          53     0.67500      COMB14 Combination         Min     -83.872       1.075      -0.610     -0.0634 
          53     2.66250      COMB14 Combination         Min     -81.188       1.075      -0.610     -0.0634 
          53     4.65000      COMB14 Combination         Min     -78.505       1.075      -0.610     -0.0634 
          53     0.67500         INV Combination         Max     -67.721       4.925       3.520      0.0634 
          53     2.66250         INV Combination         Max     -65.038       3.905       3.520      0.0634 
          53     4.65000         INV Combination         Max     -62.354       3.905       3.520      0.0634 
          53     0.67500         INV Combination         Min     -83.872       1.075      -3.462     -0.0634 
          53     2.66250         INV Combination         Min     -81.188       1.075      -3.462     -0.0634 
          53     4.65000         INV Combination         Min     -78.505       0.250      -3.462     -0.0634 
          54     0.67500          PP   LinStatic                 -84.531       2.192   7.338E-03  -6.012E-05 
          54     2.61250          PP   LinStatic                 -80.172       2.192   7.338E-03  -6.012E-05 
          54     4.55000          PP   LinStatic                 -75.812       2.192   7.338E-03  -6.012E-05 
          54     0.67500        PERM   LinStatic                 -31.109       6.523       0.020  -3.498E-05 
          54     2.61250        PERM   LinStatic                 -31.109       6.523       0.020  -3.498E-05 
          54     4.55000        PERM   LinStatic                 -31.109       6.523       0.020  -3.498E-05 
          54     0.67500        NEVE   LinStatic                 -21.285       4.463       0.014  -2.393E-05 
          54     2.61250        NEVE   LinStatic                 -21.285       4.463       0.014  -2.393E-05 
          54     4.55000        NEVE   LinStatic                 -21.285       4.463       0.014  -2.393E-05 
          54     0.67500      VENTOX   LinStatic                   5.232      -1.099       0.351   2.632E-05 
          54     2.61250      VENTOX   LinStatic                   5.232      -1.099       0.351   2.632E-05 
          54     4.55000      VENTOX   LinStatic                   5.232      -1.099       0.351   2.632E-05 
          54     0.67500      VENTOY   LinStatic                   4.445       4.095      -0.336     -0.0689 
          54     2.61250      VENTOY   LinStatic                   4.445       2.545      -0.336     -0.0689 
          54     4.55000      VENTOY   LinStatic                   4.445       0.995      -0.336     -0.0689 
          54     0.67500      SISMAX LinRespSpec         Max       0.049   1.664E-04       5.995   1.473E-04 
          54     2.61250      SISMAX LinRespSpec         Max       0.049   1.664E-04       5.995   1.473E-04 
          54     4.55000      SISMAX LinRespSpec         Max       0.049   1.664E-04       5.995   1.473E-04 
          54     0.67500      SISMAY LinRespSpec         Max       2.632       6.886       1.099      0.2154 
          54     2.61250      SISMAY LinRespSpec         Max       2.632       6.886       1.099      0.2154 
          54     4.55000      SISMAY LinRespSpec         Max       2.632       6.886       1.099      0.2154 
          54     0.67500        TERM   LinStatic                   0.852       1.651      -0.302  -5.702E-05 
          54     2.61250        TERM   LinStatic                   0.852       1.651      -0.302  -5.702E-05 
          54     4.55000        TERM   LinStatic                   0.852       1.651      -0.302  -5.702E-05 
          54     0.67500       COMB1 Combination         Max    -114.788      10.365      -0.275  -1.521E-04 
          54     2.61250       COMB1 Combination         Max    -110.429      10.365      -0.275  -1.521E-04 
          54     4.55000       COMB1 Combination         Max    -106.069      10.365      -0.275  -1.521E-04 
          54     0.67500       COMB1 Combination         Min    -114.788      10.365      -0.275  -1.521E-04 
          54     2.61250       COMB1 Combination         Min    -110.429      10.365      -0.275  -1.521E-04 
          54     4.55000       COMB1 Combination         Min    -106.069      10.365      -0.275  -1.521E-04 
          54     0.67500       COMB2 Combination         Max    -136.073      14.828      -0.262  -1.761E-04 
          54     2.61250       COMB2 Combination         Max    -131.714      14.828      -0.262  -1.761E-04 
          54     4.55000       COMB2 Combination         Max    -127.355      14.828      -0.262  -1.761E-04 
          54     0.67500       COMB2 Combination         Min    -136.073      14.828      -0.262  -1.761E-04 
          54     2.61250       COMB2 Combination         Min    -131.714      14.828      -0.262  -1.761E-04 
          54     4.55000       COMB2 Combination         Min    -127.355      14.828      -0.262  -1.761E-04 
          54     0.67500       COMB3 Combination         Max    -109.557       9.266       0.076  -1.258E-04 
          54     2.61250       COMB3 Combination         Max    -105.197       9.266       0.076  -1.258E-04 
          54     4.55000       COMB3 Combination         Max    -100.838       9.266       0.076  -1.258E-04 
          54     0.67500       COMB3 Combination         Min    -109.557       9.266       0.076  -1.258E-04 
          54     2.61250       COMB3 Combination         Min    -105.197       9.266       0.076  -1.258E-04 
          54     4.55000       COMB3 Combination         Min    -100.838       9.266       0.076  -1.258E-04 
          54     0.67500       COMB4 Combination         Max    -110.343      14.460      -0.611     -0.0691 
          54     2.61250       COMB4 Combination         Max    -105.983      12.910      -0.611     -0.0691 
          54     4.55000       COMB4 Combination         Max    -101.624      11.360      -0.611     -0.0691 
          54     0.67500       COMB4 Combination         Min    -110.343      14.460      -0.611     -0.0691 
          54     2.61250       COMB4 Combination         Min    -105.983      12.910      -0.611     -0.0691 
          54     4.55000       COMB4 Combination         Min    -101.624      11.360      -0.611     -0.0691 
          54     0.67500       COMB5 Combination         Max    -130.842      13.729       0.090  -1.497E-04 
          54     2.61250       COMB5 Combination         Max    -126.482      13.729       0.090  -1.497E-04 
          54     4.55000       COMB5 Combination         Max    -122.123      13.729       0.090  -1.497E-04 
          54     0.67500       COMB5 Combination         Min    -130.842      13.729       0.090  -1.497E-04 
          54     2.61250       COMB5 Combination         Min    -126.482      13.729       0.090  -1.497E-04 
          54     4.55000       COMB5 Combination         Min    -122.123      13.729       0.090  -1.497E-04 
          54     0.67500       COMB6 Combination         Max    -131.628      18.923      -0.597     -0.0691 
          54     2.61250       COMB6 Combination         Max    -127.269      17.373      -0.597     -0.0691 
          54     4.55000       COMB6 Combination         Max    -122.909      15.823      -0.597     -0.0691 
          54     0.67500       COMB6 Combination         Min    -131.628      18.923      -0.597     -0.0691 
          54     2.61250       COMB6 Combination         Min    -127.269      17.373      -0.597     -0.0691 
          54     4.55000       COMB6 Combination         Min    -122.909      15.823      -0.597     -0.0691 
          54     0.67500       COMB7 Combination         Max    -116.492       7.064       0.329  -3.808E-05 
          54     2.61250       COMB7 Combination         Max    -112.133       7.064       0.329  -3.808E-05 
          54     4.55000       COMB7 Combination         Max    -107.773       7.064       0.329  -3.808E-05 
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          54     0.67500       COMB7 Combination         Min    -116.492       7.064       0.329  -3.808E-05 
          54     2.61250       COMB7 Combination         Min    -112.133       7.064       0.329  -3.808E-05 
          54     4.55000       COMB7 Combination         Min    -107.773       7.064       0.329  -3.808E-05 
          54     0.67500       COMB8 Combination         Max    -137.777      11.526       0.343  -6.201E-05 
          54     2.61250       COMB8 Combination         Max    -133.418      11.526       0.343  -6.201E-05 
          54     4.55000       COMB8 Combination         Max    -129.058      11.526       0.343  -6.201E-05 
          54     0.67500       COMB8 Combination         Min    -137.777      11.526       0.343  -6.201E-05 
          54     2.61250       COMB8 Combination         Min    -133.418      11.526       0.343  -6.201E-05 
          54     4.55000       COMB8 Combination         Min    -129.058      11.526       0.343  -6.201E-05 
          54     0.67500       COMB9 Combination         Max    -111.260       5.965       0.681  -1.176E-05 
          54     2.61250       COMB9 Combination         Max    -106.901       5.965       0.681  -1.176E-05 
          54     4.55000       COMB9 Combination         Max    -102.542       5.965       0.681  -1.176E-05 
          54     0.67500       COMB9 Combination         Min    -111.260       5.965       0.681  -1.176E-05 
          54     2.61250       COMB9 Combination         Min    -106.901       5.965       0.681  -1.176E-05 
          54     4.55000       COMB9 Combination         Min    -102.542       5.965       0.681  -1.176E-05 
          54     0.67500      COMB10 Combination         Max    -112.047      11.158  -6.192E-03     -0.0690 
          54     2.61250      COMB10 Combination         Max    -107.687       9.608  -6.192E-03     -0.0690 
          54     4.55000      COMB10 Combination         Max    -103.328       8.058  -6.192E-03     -0.0690 
          54     0.67500      COMB10 Combination         Min    -112.047      11.158  -6.192E-03     -0.0690 
          54     2.61250      COMB10 Combination         Min    -107.687       9.608  -6.192E-03     -0.0690 
          54     4.55000      COMB10 Combination         Min    -103.328       8.058  -6.192E-03     -0.0690 
          54     0.67500      COMB11 Combination         Max    -132.546      10.428       0.694  -3.569E-05 
          54     2.61250      COMB11 Combination         Max    -128.186      10.428       0.694  -3.569E-05 
          54     4.55000      COMB11 Combination         Max    -123.827      10.428       0.694  -3.569E-05 
          54     0.67500      COMB11 Combination         Min    -132.546      10.428       0.694  -3.569E-05 
          54     2.61250      COMB11 Combination         Min    -128.186      10.428       0.694  -3.569E-05 
          54     4.55000      COMB11 Combination         Min    -123.827      10.428       0.694  -3.569E-05 
          54     0.67500      COMB12 Combination         Max    -133.332      15.621   7.329E-03     -0.0690 
          54     2.61250      COMB12 Combination         Max    -128.972      14.071   7.329E-03     -0.0690 
          54     4.55000      COMB12 Combination         Max    -124.613      12.521   7.329E-03     -0.0690 
          54     0.67500      COMB12 Combination         Min    -133.332      15.621   7.329E-03     -0.0690 
          54     2.61250      COMB12 Combination         Min    -128.972      14.071   7.329E-03     -0.0690 
          54     4.55000      COMB12 Combination         Min    -124.613      12.521   7.329E-03     -0.0690 
          54     0.67500      COMB13 Combination         Max    -136.876      13.177       6.036   2.830E-05 
          54     2.61250      COMB13 Combination         Max    -132.517      13.177       6.036   2.830E-05 
          54     4.55000      COMB13 Combination         Max    -128.157      13.177       6.036   2.830E-05 
          54     0.67500      COMB13 Combination         Min    -136.975      13.177      -5.955  -2.664E-04 
          54     2.61250      COMB13 Combination         Min    -132.615      13.177      -5.955  -2.664E-04 
          54     4.55000      COMB13 Combination         Min    -128.256      13.177      -5.955  -2.664E-04 
          54     0.67500      COMB14 Combination         Max    -134.294      20.063       1.140      0.2153 
          54     2.61250      COMB14 Combination         Max    -129.934      20.063       1.140      0.2153 
          54     4.55000      COMB14 Combination         Max    -125.575      20.063       1.140      0.2153 
          54     0.67500      COMB14 Combination         Min    -139.557       6.292      -1.059     -0.2155 
          54     2.61250      COMB14 Combination         Min    -135.197       6.292      -1.059     -0.2155 
          54     4.55000      COMB14 Combination         Min    -130.838       6.292      -1.059     -0.2155 
          54     0.67500         INV Combination         Max    -109.557      20.063       6.036      0.2153 
          54     2.61250         INV Combination         Max    -105.197      20.063       6.036      0.2153 
          54     4.55000         INV Combination         Max    -100.838      20.063       6.036      0.2153 
          54     0.67500         INV Combination         Min    -139.557       5.965      -5.955     -0.2155 
          54     2.61250         INV Combination         Min    -135.197       5.965      -5.955     -0.2155 
          54     4.55000         INV Combination         Min    -130.838       5.965      -5.955     -0.2155 
          55     0.67500          PP   LinStatic                 -54.848       0.411   4.873E-03  -3.828E-06 
          55     2.66250          PP   LinStatic                 -52.165       0.411   4.873E-03  -3.828E-06 
          55     4.65000          PP   LinStatic                 -49.482       0.411   4.873E-03  -3.828E-06 
          55     0.67500        PERM   LinStatic                 -16.599       1.214   8.178E-03   7.909E-05 
          55     2.66250        PERM   LinStatic                 -16.599       1.214   8.178E-03   7.909E-05 
          55     4.65000        PERM   LinStatic                 -16.599       1.214   8.178E-03   7.909E-05 
          55     0.67500        NEVE   LinStatic                 -11.357       0.830   5.596E-03   5.412E-05 
          55     2.66250        NEVE   LinStatic                 -11.357       0.830   5.596E-03   5.412E-05 
          55     4.65000        NEVE   LinStatic                 -11.357       0.830   5.596E-03   5.412E-05 
          55     0.67500      VENTOX   LinStatic                   2.784      -0.204       0.205   5.076E-05 
          55     2.66250      VENTOX   LinStatic                   2.784      -0.204       0.205   5.076E-05 
          55     4.65000      VENTOX   LinStatic                   2.784      -0.204       0.205   5.076E-05 
          55     0.67500      VENTOY   LinStatic                   2.420       2.050      -0.195     -0.0278 
          55     2.66250      VENTOY   LinStatic                   2.420       0.460      -0.195     -0.0278 
          55     4.65000      VENTOY   LinStatic                   2.420      -1.130      -0.195     -0.0278 
          55     0.67500      SISMAX LinRespSpec         Max       0.067   4.221E-05       3.492   1.080E-04 
          55     2.66250      SISMAX LinRespSpec         Max       0.067   4.221E-05       3.492   1.080E-04 
          55     4.65000      SISMAX LinRespSpec         Max       0.067   4.221E-05       3.492   1.080E-04 
          55     0.67500      SISMAY LinRespSpec         Max       1.308       1.281       0.642      0.0741 
          55     2.66250      SISMAY LinRespSpec         Max       1.308       1.281       0.642      0.0741 
          55     4.65000      SISMAY LinRespSpec         Max       1.308       1.281       0.642      0.0741 
          55     0.67500        TERM   LinStatic                   0.653       0.327      -0.801   1.011E-05 
          55     2.66250        TERM   LinStatic                   0.653       0.327      -0.801   1.011E-05 
          55     4.65000        TERM   LinStatic                   0.653       0.327      -0.801   1.011E-05 
          55     0.67500       COMB1 Combination         Max     -70.794       1.952      -0.788   8.537E-05 
          55     2.66250       COMB1 Combination         Max     -68.111       1.952      -0.788   8.537E-05 
          55     4.65000       COMB1 Combination         Max     -65.428       1.952      -0.788   8.537E-05 
          55     0.67500       COMB1 Combination         Min     -70.794       1.952      -0.788   8.537E-05 
          55     2.66250       COMB1 Combination         Min     -68.111       1.952      -0.788   8.537E-05 
          55     4.65000       COMB1 Combination         Min     -65.428       1.952      -0.788   8.537E-05 
          55     0.67500       COMB2 Combination         Max     -82.151       2.782      -0.782   1.395E-04 
          55     2.66250       COMB2 Combination         Max     -79.468       2.782      -0.782   1.395E-04 
          55     4.65000       COMB2 Combination         Max     -76.785       2.782      -0.782   1.395E-04 
          55     0.67500       COMB2 Combination         Min     -82.151       2.782      -0.782   1.395E-04 
          55     2.66250       COMB2 Combination         Min     -79.468       2.782      -0.782   1.395E-04 
          55     4.65000       COMB2 Combination         Min     -76.785       2.782      -0.782   1.395E-04 
          55     0.67500       COMB3 Combination         Max     -68.010       1.747      -0.583   1.361E-04 
          55     2.66250       COMB3 Combination         Max     -65.327       1.747      -0.583   1.361E-04 
          55     4.65000       COMB3 Combination         Max     -62.643       1.747      -0.583   1.361E-04 
          55     0.67500       COMB3 Combination         Min     -68.010       1.747      -0.583   1.361E-04 
          55     2.66250       COMB3 Combination         Min     -65.327       1.747      -0.583   1.361E-04 
          55     4.65000       COMB3 Combination         Min     -62.643       1.747      -0.583   1.361E-04 
          55     0.67500       COMB4 Combination         Max     -68.374       4.002      -0.984     -0.0277 
          55     2.66250       COMB4 Combination         Max     -65.691       2.412      -0.984     -0.0277 
          55     4.65000       COMB4 Combination         Max     -63.007       0.822      -0.984     -0.0277 
          55     0.67500       COMB4 Combination         Min     -68.374       4.002      -0.984     -0.0277 
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          55     2.66250       COMB4 Combination         Min     -65.691       2.412      -0.984     -0.0277 
          55     4.65000       COMB4 Combination         Min     -63.007       0.822      -0.984     -0.0277 
          55     0.67500       COMB5 Combination         Max     -79.367       2.578      -0.577   1.903E-04 
          55     2.66250       COMB5 Combination         Max     -76.684       2.578      -0.577   1.903E-04 
          55     4.65000       COMB5 Combination         Max     -74.001       2.578      -0.577   1.903E-04 
          55     0.67500       COMB5 Combination         Min     -79.367       2.578      -0.577   1.903E-04 
          55     2.66250       COMB5 Combination         Min     -76.684       2.578      -0.577   1.903E-04 
          55     4.65000       COMB5 Combination         Min     -74.001       2.578      -0.577   1.903E-04 
          55     0.67500       COMB6 Combination         Max     -79.731       4.832      -0.978     -0.0276 
          55     2.66250       COMB6 Combination         Max     -77.048       3.242      -0.978     -0.0276 
          55     4.65000       COMB6 Combination         Max     -74.365       1.652      -0.978     -0.0276 
          55     0.67500       COMB6 Combination         Min     -79.731       4.832      -0.978     -0.0276 
          55     2.66250       COMB6 Combination         Min     -77.048       3.242      -0.978     -0.0276 
          55     4.65000       COMB6 Combination         Min     -74.365       1.652      -0.978     -0.0276 
          55     0.67500       COMB7 Combination         Max     -72.100       1.298       0.814   6.516E-05 
          55     2.66250       COMB7 Combination         Max     -69.417       1.298       0.814   6.516E-05 
          55     4.65000       COMB7 Combination         Max     -66.734       1.298       0.814   6.516E-05 
          55     0.67500       COMB7 Combination         Min     -72.100       1.298       0.814   6.516E-05 
          55     2.66250       COMB7 Combination         Min     -69.417       1.298       0.814   6.516E-05 
          55     4.65000       COMB7 Combination         Min     -66.734       1.298       0.814   6.516E-05 
          55     0.67500       COMB8 Combination         Max     -83.458       2.129       0.820   1.193E-04 
          55     2.66250       COMB8 Combination         Max     -80.774       2.129       0.820   1.193E-04 
          55     4.65000       COMB8 Combination         Max     -78.091       2.129       0.820   1.193E-04 
          55     0.67500       COMB8 Combination         Min     -83.458       2.129       0.820   1.193E-04 
          55     2.66250       COMB8 Combination         Min     -80.774       2.129       0.820   1.193E-04 
          55     4.65000       COMB8 Combination         Min     -78.091       2.129       0.820   1.193E-04 
          55     0.67500       COMB9 Combination         Max     -69.316       1.094       1.019   1.159E-04 
          55     2.66250       COMB9 Combination         Max     -66.633       1.094       1.019   1.159E-04 
          55     4.65000       COMB9 Combination         Max     -63.950       1.094       1.019   1.159E-04 
          55     0.67500       COMB9 Combination         Min     -69.316       1.094       1.019   1.159E-04 
          55     2.66250       COMB9 Combination         Min     -66.633       1.094       1.019   1.159E-04 
          55     4.65000       COMB9 Combination         Min     -63.950       1.094       1.019   1.159E-04 
          55     0.67500      COMB10 Combination         Max     -69.680       3.348       0.619     -0.0277 
          55     2.66250      COMB10 Combination         Max     -66.997       1.758       0.619     -0.0277 
          55     4.65000      COMB10 Combination         Max     -64.314       0.168       0.619     -0.0277 
          55     0.67500      COMB10 Combination         Min     -69.680       3.348       0.619     -0.0277 
          55     2.66250      COMB10 Combination         Min     -66.997       1.758       0.619     -0.0277 
          55     4.65000      COMB10 Combination         Min     -64.314       0.168       0.619     -0.0277 
          55     0.67500      COMB11 Combination         Max     -80.673       1.925       1.025   1.700E-04 
          55     2.66250      COMB11 Combination         Max     -77.990       1.925       1.025   1.700E-04 
          55     4.65000      COMB11 Combination         Max     -75.307       1.925       1.025   1.700E-04 
          55     0.67500      COMB11 Combination         Min     -80.673       1.925       1.025   1.700E-04 
          55     2.66250      COMB11 Combination         Min     -77.990       1.925       1.025   1.700E-04 
          55     4.65000      COMB11 Combination         Min     -75.307       1.925       1.025   1.700E-04 
          55     0.67500      COMB12 Combination         Max     -81.037       4.179       0.624     -0.0276 
          55     2.66250      COMB12 Combination         Max     -78.354       2.589       0.624     -0.0276 
          55     4.65000      COMB12 Combination         Max     -75.671       0.999       0.624     -0.0276 
          55     0.67500      COMB12 Combination         Min     -81.037       4.179       0.624     -0.0276 
          55     2.66250      COMB12 Combination         Min     -78.354       2.589       0.624     -0.0276 
          55     4.65000      COMB12 Combination         Min     -75.671       0.999       0.624     -0.0276 
          55     0.67500      COMB13 Combination         Max     -82.737       2.456       3.511   2.374E-04 
          55     2.66250      COMB13 Combination         Max     -80.054       2.456       3.511   2.374E-04 
          55     4.65000      COMB13 Combination         Max     -77.371       2.456       3.511   2.374E-04 
          55     0.67500      COMB13 Combination         Min     -82.872       2.456      -3.473   2.137E-05 
          55     2.66250      COMB13 Combination         Min     -80.188       2.456      -3.473   2.137E-05 
          55     4.65000      COMB13 Combination         Min     -77.505       2.456      -3.473   2.137E-05 
          55     0.67500      COMB14 Combination         Max     -81.496       3.736       0.660      0.0742 
          55     2.66250      COMB14 Combination         Max     -78.813       3.736       0.660      0.0742 
          55     4.65000      COMB14 Combination         Max     -76.130       3.736       0.660      0.0742 
          55     0.67500      COMB14 Combination         Min     -84.113       1.175      -0.623     -0.0740 
          55     2.66250      COMB14 Combination         Min     -81.430       1.175      -0.623     -0.0740 
          55     4.65000      COMB14 Combination         Min     -78.746       1.175      -0.623     -0.0740 
          55     0.67500         INV Combination         Max     -68.010       4.832       3.511      0.0742 
          55     2.66250         INV Combination         Max     -65.327       3.736       3.511      0.0742 
          55     4.65000         INV Combination         Max     -62.643       3.736       3.511      0.0742 
          55     0.67500         INV Combination         Min     -84.113       1.094      -3.473     -0.0740 
          55     2.66250         INV Combination         Min     -81.430       1.094      -3.473     -0.0740 
          55     4.65000         INV Combination         Min     -78.746       0.168      -3.473     -0.0740 
          56     0.67500          PP   LinStatic                 -85.777       2.163       0.011   2.184E-04 
          56     2.61250          PP   LinStatic                 -81.418       2.163       0.011   2.184E-04 
          56     4.55000          PP   LinStatic                 -77.059       2.163       0.011   2.184E-04 
          56     0.67500        PERM   LinStatic                 -31.345       6.326   2.433E-03      0.0012 
          56     2.61250        PERM   LinStatic                 -31.345       6.326   2.433E-03      0.0012 
          56     4.55000        PERM   LinStatic                 -31.345       6.326   2.433E-03      0.0012 
          56     0.67500        NEVE   LinStatic                 -21.447       4.328   1.665E-03   8.064E-04 
          56     2.61250        NEVE   LinStatic                 -21.447       4.328   1.665E-03   8.064E-04 
          56     4.55000        NEVE   LinStatic                 -21.447       4.328   1.665E-03   8.064E-04 
          56     0.67500      VENTOX   LinStatic                   5.295      -1.065       0.354   3.997E-04 
          56     2.61250      VENTOX   LinStatic                   5.295      -1.065       0.354   3.997E-04 
          56     4.55000      VENTOX   LinStatic                   5.295      -1.065       0.354   3.997E-04 
          56     0.67500      VENTOY   LinStatic                   4.720       3.727      -0.335     -0.0998 
          56     2.61250      VENTOY   LinStatic                   4.720       2.177      -0.335     -0.0998 
          56     4.55000      VENTOY   LinStatic                   4.720       0.627      -0.335     -0.0998 
          56     0.67500      SISMAX LinRespSpec         Max       0.289   1.682E-03       6.001   8.792E-04 
          56     2.61250      SISMAX LinRespSpec         Max       0.289   1.682E-03       6.001   8.792E-04 
          56     4.55000      SISMAX LinRespSpec         Max       0.289   1.682E-03       6.001   8.792E-04 
          56     0.67500      SISMAY LinRespSpec         Max       2.128       6.127       1.104      0.2418 
          56     2.61250      SISMAY LinRespSpec         Max       2.128       6.127       1.104      0.2418 
          56     4.55000      SISMAY LinRespSpec         Max       2.128       6.127       1.104      0.2418 
          56     0.67500        TERM   LinStatic                   1.297       1.660      -2.453   3.413E-04 
          56     2.61250        TERM   LinStatic                   1.297       1.660      -2.453   3.413E-04 
          56     4.55000        TERM   LinStatic                   1.297       1.660      -2.453   3.413E-04 
          56     0.67500       COMB1 Combination         Max    -115.825      10.148      -2.439      0.0017 
          56     2.61250       COMB1 Combination         Max    -111.466      10.148      -2.439      0.0017 
          56     4.55000       COMB1 Combination         Max    -107.107      10.148      -2.439      0.0017 
          56     0.67500       COMB1 Combination         Min    -115.825      10.148      -2.439      0.0017 
          56     2.61250       COMB1 Combination         Min    -111.466      10.148      -2.439      0.0017 
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          56     4.55000       COMB1 Combination         Min    -107.107      10.148      -2.439      0.0017 
          56     0.67500       COMB2 Combination         Max    -137.272      14.476      -2.437      0.0025 
          56     2.61250       COMB2 Combination         Max    -132.912      14.476      -2.437      0.0025 
          56     4.55000       COMB2 Combination         Max    -128.553      14.476      -2.437      0.0025 
          56     0.67500       COMB2 Combination         Min    -137.272      14.476      -2.437      0.0025 
          56     2.61250       COMB2 Combination         Min    -132.912      14.476      -2.437      0.0025 
          56     4.55000       COMB2 Combination         Min    -128.553      14.476      -2.437      0.0025 
          56     0.67500       COMB3 Combination         Max    -110.531       9.084      -2.085      0.0021 
          56     2.61250       COMB3 Combination         Max    -106.171       9.084      -2.085      0.0021 
          56     4.55000       COMB3 Combination         Max    -101.812       9.084      -2.085      0.0021 
          56     0.67500       COMB3 Combination         Min    -110.531       9.084      -2.085      0.0021 
          56     2.61250       COMB3 Combination         Min    -106.171       9.084      -2.085      0.0021 
          56     4.55000       COMB3 Combination         Min    -101.812       9.084      -2.085      0.0021 
          56     0.67500       COMB4 Combination         Max    -111.105      13.876      -2.774     -0.0981 
          56     2.61250       COMB4 Combination         Max    -106.746      12.326      -2.774     -0.0981 
          56     4.55000       COMB4 Combination         Max    -102.386      10.776      -2.774     -0.0981 
          56     0.67500       COMB4 Combination         Min    -111.105      13.876      -2.774     -0.0981 
          56     2.61250       COMB4 Combination         Min    -106.746      12.326      -2.774     -0.0981 
          56     4.55000       COMB4 Combination         Min    -102.386      10.776      -2.774     -0.0981 
          56     0.67500       COMB5 Combination         Max    -131.977      13.412      -2.083      0.0029 
          56     2.61250       COMB5 Combination         Max    -127.618      13.412      -2.083      0.0029 
          56     4.55000       COMB5 Combination         Max    -123.258      13.412      -2.083      0.0029 
          56     0.67500       COMB5 Combination         Min    -131.977      13.412      -2.083      0.0029 
          56     2.61250       COMB5 Combination         Min    -127.618      13.412      -2.083      0.0029 
          56     4.55000       COMB5 Combination         Min    -123.258      13.412      -2.083      0.0029 
          56     0.67500       COMB6 Combination         Max    -132.551      18.204      -2.772     -0.0972 
          56     2.61250       COMB6 Combination         Max    -128.192      16.654      -2.772     -0.0972 
          56     4.55000       COMB6 Combination         Max    -123.833      15.104      -2.772     -0.0972 
          56     0.67500       COMB6 Combination         Min    -132.551      18.204      -2.772     -0.0972 
          56     2.61250       COMB6 Combination         Min    -128.192      16.654      -2.772     -0.0972 
          56     4.55000       COMB6 Combination         Min    -123.833      15.104      -2.772     -0.0972 
          56     0.67500       COMB7 Combination         Max    -118.419       6.829       2.466      0.0011 
          56     2.61250       COMB7 Combination         Max    -114.060       6.829       2.466      0.0011 
          56     4.55000       COMB7 Combination         Max    -109.700       6.829       2.466      0.0011 
          56     0.67500       COMB7 Combination         Min    -118.419       6.829       2.466      0.0011 
          56     2.61250       COMB7 Combination         Min    -114.060       6.829       2.466      0.0011 
          56     4.55000       COMB7 Combination         Min    -109.700       6.829       2.466      0.0011 
          56     0.67500       COMB8 Combination         Max    -139.866      11.157       2.468      0.0019 
          56     2.61250       COMB8 Combination         Max    -135.506      11.157       2.468      0.0019 
          56     4.55000       COMB8 Combination         Max    -131.147      11.157       2.468      0.0019 
          56     0.67500       COMB8 Combination         Min    -139.866      11.157       2.468      0.0019 
          56     2.61250       COMB8 Combination         Min    -135.506      11.157       2.468      0.0019 
          56     4.55000       COMB8 Combination         Min    -131.147      11.157       2.468      0.0019 
          56     0.67500       COMB9 Combination         Max    -113.124       5.765       2.820      0.0015 
          56     2.61250       COMB9 Combination         Max    -108.765       5.765       2.820      0.0015 
          56     4.55000       COMB9 Combination         Max    -104.406       5.765       2.820      0.0015 
          56     0.67500       COMB9 Combination         Min    -113.124       5.765       2.820      0.0015 
          56     2.61250       COMB9 Combination         Min    -108.765       5.765       2.820      0.0015 
          56     4.55000       COMB9 Combination         Min    -104.406       5.765       2.820      0.0015 
          56     0.67500      COMB10 Combination         Max    -113.699      10.557       2.131     -0.0987 
          56     2.61250      COMB10 Combination         Max    -109.339       9.007       2.131     -0.0987 
          56     4.55000      COMB10 Combination         Max    -104.980       7.457       2.131     -0.0987 
          56     0.67500      COMB10 Combination         Min    -113.699      10.557       2.131     -0.0987 
          56     2.61250      COMB10 Combination         Min    -109.339       9.007       2.131     -0.0987 
          56     4.55000      COMB10 Combination         Min    -104.980       7.457       2.131     -0.0987 
          56     0.67500      COMB11 Combination         Max    -134.571      10.093       2.822      0.0023 
          56     2.61250      COMB11 Combination         Max    -130.212      10.093       2.822      0.0023 
          56     4.55000      COMB11 Combination         Max    -125.852      10.093       2.822      0.0023 
          56     0.67500      COMB11 Combination         Min    -134.571      10.093       2.822      0.0023 
          56     2.61250      COMB11 Combination         Min    -130.212      10.093       2.822      0.0023 
          56     4.55000      COMB11 Combination         Min    -125.852      10.093       2.822      0.0023 
          56     0.67500      COMB12 Combination         Max    -135.145      14.885       2.133     -0.0979 
          56     2.61250      COMB12 Combination         Max    -130.786      13.335       2.133     -0.0979 
          56     4.55000      COMB12 Combination         Max    -126.427      11.785       2.133     -0.0979 
          56     0.67500      COMB12 Combination         Min    -135.145      14.885       2.133     -0.0979 
          56     2.61250      COMB12 Combination         Min    -130.786      13.335       2.133     -0.0979 
          56     4.55000      COMB12 Combination         Min    -126.427      11.785       2.133     -0.0979 
          56     0.67500      COMB13 Combination         Max    -138.280      12.819       6.016      0.0031 
          56     2.61250      COMB13 Combination         Max    -133.921      12.819       6.016      0.0031 
          56     4.55000      COMB13 Combination         Max    -129.561      12.819       6.016      0.0031 
          56     0.67500      COMB13 Combination         Min    -138.858      12.815      -5.985      0.0013 
          56     2.61250      COMB13 Combination         Min    -134.498      12.815      -5.985      0.0013 
          56     4.55000      COMB13 Combination         Min    -130.139      12.815      -5.985      0.0013 
          56     0.67500      COMB14 Combination         Max    -136.441      18.944       1.119      0.2440 
          56     2.61250      COMB14 Combination         Max    -132.081      18.944       1.119      0.2440 
          56     4.55000      COMB14 Combination         Max    -127.722      18.944       1.119      0.2440 
          56     0.67500      COMB14 Combination         Min    -140.697       6.690      -1.088     -0.2396 
          56     2.61250      COMB14 Combination         Min    -136.338       6.690      -1.088     -0.2396 
          56     4.55000      COMB14 Combination         Min    -131.978       6.690      -1.088     -0.2396 
          56     0.67500         INV Combination         Max    -110.531      18.944       6.016      0.2440 
          56     2.61250         INV Combination         Max    -106.171      18.944       6.016      0.2440 
          56     4.55000         INV Combination         Max    -101.812      18.944       6.016      0.2440 
          56     0.67500         INV Combination         Min    -140.697       5.765      -5.985     -0.2396 
          56     2.61250         INV Combination         Min    -136.338       5.765      -5.985     -0.2396 
          56     4.55000         INV Combination         Min    -131.978       5.765      -5.985     -0.2396 
          57     0.67500          PP   LinStatic                 -56.416       0.381  -1.815E-03   2.408E-04 
          57     2.66250          PP   LinStatic                 -53.733       0.381  -1.815E-03   2.408E-04 
          57     4.65000          PP   LinStatic                 -51.050       0.381  -1.815E-03   2.408E-04 
          57     0.67500        PERM   LinStatic                 -15.460       0.995      -0.013   8.244E-04 
          57     2.66250        PERM   LinStatic                 -15.460       0.995      -0.013   8.244E-04 
          57     4.65000        PERM   LinStatic                 -15.460       0.995      -0.013   8.244E-04 
          57     0.67500        NEVE   LinStatic                 -10.578       0.681  -8.590E-03   5.641E-04 
          57     2.66250        NEVE   LinStatic                 -10.578       0.681  -8.590E-03   5.641E-04 
          57     4.65000        NEVE   LinStatic                 -10.578       0.681  -8.590E-03   5.641E-04 
          57     0.67500      VENTOX   LinStatic                   2.727      -0.167       0.208   6.789E-05 
          57     2.66250      VENTOX   LinStatic                   2.727      -0.167       0.208   6.789E-05 
          57     4.65000      VENTOX   LinStatic                   2.727      -0.167       0.208   6.789E-05 
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          57     0.67500      VENTOY   LinStatic                   2.417       1.998      -0.192     -0.0338 
          57     2.66250      VENTOY   LinStatic                   2.417       0.408      -0.192     -0.0338 
          57     4.65000      VENTOY   LinStatic                   2.417      -1.182      -0.192     -0.0338 
          57     0.67500      SISMAX LinRespSpec         Max       1.067   1.343E-03       3.497   3.070E-04 
          57     2.66250      SISMAX LinRespSpec         Max       1.067   1.343E-03       3.497   3.070E-04 
          57     4.65000      SISMAX LinRespSpec         Max       1.067   1.343E-03       3.497   3.070E-04 
          57     0.67500      SISMAY LinRespSpec         Max       0.865       1.130       0.643      0.0786 
          57     2.66250      SISMAY LinRespSpec         Max       0.865       1.130       0.643      0.0786 
          57     4.65000      SISMAY LinRespSpec         Max       0.865       1.130       0.643      0.0786 
          57     0.67500        TERM   LinStatic                   1.813       0.336      -2.054   2.533E-04 
          57     2.66250        TERM   LinStatic                   1.813       0.336      -2.054   2.533E-04 
          57     4.65000        TERM   LinStatic                   1.813       0.336      -2.054   2.533E-04 
          57     0.67500       COMB1 Combination         Max     -70.063       1.712      -2.068      0.0013 
          57     2.66250       COMB1 Combination         Max     -67.380       1.712      -2.068      0.0013 
          57     4.65000       COMB1 Combination         Max     -64.697       1.712      -2.068      0.0013 
          57     0.67500       COMB1 Combination         Min     -70.063       1.712      -2.068      0.0013 
          57     2.66250       COMB1 Combination         Min     -67.380       1.712      -2.068      0.0013 
          57     4.65000       COMB1 Combination         Min     -64.697       1.712      -2.068      0.0013 
          57     0.67500       COMB2 Combination         Max     -80.641       2.393      -2.077      0.0019 
          57     2.66250       COMB2 Combination         Max     -77.958       2.393      -2.077      0.0019 
          57     4.65000       COMB2 Combination         Max     -75.274       2.393      -2.077      0.0019 
          57     0.67500       COMB2 Combination         Min     -80.641       2.393      -2.077      0.0019 
          57     2.66250       COMB2 Combination         Min     -77.958       2.393      -2.077      0.0019 
          57     4.65000       COMB2 Combination         Min     -75.274       2.393      -2.077      0.0019 
          57     0.67500       COMB3 Combination         Max     -67.336       1.545      -1.860      0.0014 
          57     2.66250       COMB3 Combination         Max     -64.652       1.545      -1.860      0.0014 
          57     4.65000       COMB3 Combination         Max     -61.969       1.545      -1.860      0.0014 
          57     0.67500       COMB3 Combination         Min     -67.336       1.545      -1.860      0.0014 
          57     2.66250       COMB3 Combination         Min     -64.652       1.545      -1.860      0.0014 
          57     4.65000       COMB3 Combination         Min     -61.969       1.545      -1.860      0.0014 
          57     0.67500       COMB4 Combination         Max     -67.646       3.711      -2.261     -0.0325 
          57     2.66250       COMB4 Combination         Max     -64.962       2.121      -2.261     -0.0325 
          57     4.65000       COMB4 Combination         Max     -62.279       0.531      -2.261     -0.0325 
          57     0.67500       COMB4 Combination         Min     -67.646       3.711      -2.261     -0.0325 
          57     2.66250       COMB4 Combination         Min     -64.962       2.121      -2.261     -0.0325 
          57     4.65000       COMB4 Combination         Min     -62.279       0.531      -2.261     -0.0325 
          57     0.67500       COMB5 Combination         Max     -77.913       2.226      -1.869      0.0020 
          57     2.66250       COMB5 Combination         Max     -75.230       2.226      -1.869      0.0020 
          57     4.65000       COMB5 Combination         Max     -72.547       2.226      -1.869      0.0020 
          57     0.67500       COMB5 Combination         Min     -77.913       2.226      -1.869      0.0020 
          57     2.66250       COMB5 Combination         Min     -75.230       2.226      -1.869      0.0020 
          57     4.65000       COMB5 Combination         Min     -72.547       2.226      -1.869      0.0020 
          57     0.67500       COMB6 Combination         Max     -78.223       4.392      -2.270     -0.0320 
          57     2.66250       COMB6 Combination         Max     -75.540       2.802      -2.270     -0.0320 
          57     4.65000       COMB6 Combination         Max     -72.857       1.212      -2.270     -0.0320 
          57     0.67500       COMB6 Combination         Min     -78.223       4.392      -2.270     -0.0320 
          57     2.66250       COMB6 Combination         Min     -75.540       2.802      -2.270     -0.0320 
          57     4.65000       COMB6 Combination         Min     -72.857       1.212      -2.270     -0.0320 
          57     0.67500       COMB7 Combination         Max     -73.690       1.039       2.040   8.120E-04 
          57     2.66250       COMB7 Combination         Max     -71.006       1.039       2.040   8.120E-04 
          57     4.65000       COMB7 Combination         Max     -68.323       1.039       2.040   8.120E-04 
          57     0.67500       COMB7 Combination         Min     -73.690       1.039       2.040   8.120E-04 
          57     2.66250       COMB7 Combination         Min     -71.006       1.039       2.040   8.120E-04 
          57     4.65000       COMB7 Combination         Min     -68.323       1.039       2.040   8.120E-04 
          57     0.67500       COMB8 Combination         Max     -84.267       1.721       2.031      0.0014 
          57     2.66250       COMB8 Combination         Max     -81.584       1.721       2.031      0.0014 
          57     4.65000       COMB8 Combination         Max     -78.901       1.721       2.031      0.0014 
          57     0.67500       COMB8 Combination         Min     -84.267       1.721       2.031      0.0014 
          57     2.66250       COMB8 Combination         Min     -81.584       1.721       2.031      0.0014 
          57     4.65000       COMB8 Combination         Min     -78.901       1.721       2.031      0.0014 
          57     0.67500       COMB9 Combination         Max     -70.962       0.872       2.248   8.799E-04 
          57     2.66250       COMB9 Combination         Max     -68.279       0.872       2.248   8.799E-04 
          57     4.65000       COMB9 Combination         Max     -65.596       0.872       2.248   8.799E-04 
          57     0.67500       COMB9 Combination         Min     -70.962       0.872       2.248   8.799E-04 
          57     2.66250       COMB9 Combination         Min     -68.279       0.872       2.248   8.799E-04 
          57     4.65000       COMB9 Combination         Min     -65.596       0.872       2.248   8.799E-04 
          57     0.67500      COMB10 Combination         Max     -71.272       3.038       1.847     -0.0330 
          57     2.66250      COMB10 Combination         Max     -68.589       1.448       1.847     -0.0330 
          57     4.65000      COMB10 Combination         Max     -65.906      -0.142       1.847     -0.0330 
          57     0.67500      COMB10 Combination         Min     -71.272       3.038       1.847     -0.0330 
          57     2.66250      COMB10 Combination         Min     -68.589       1.448       1.847     -0.0330 
          57     4.65000      COMB10 Combination         Min     -65.906      -0.142       1.847     -0.0330 
          57     0.67500      COMB11 Combination         Max     -81.540       1.553       2.239      0.0014 
          57     2.66250      COMB11 Combination         Max     -78.857       1.553       2.239      0.0014 
          57     4.65000      COMB11 Combination         Max     -76.174       1.553       2.239      0.0014 
          57     0.67500      COMB11 Combination         Min     -81.540       1.553       2.239      0.0014 
          57     2.66250      COMB11 Combination         Min     -78.857       1.553       2.239      0.0014 
          57     4.65000      COMB11 Combination         Min     -76.174       1.553       2.239      0.0014 
          57     0.67500      COMB12 Combination         Max     -81.850       3.719       1.839     -0.0325 
          57     2.66250      COMB12 Combination         Max     -79.167       2.129       1.839     -0.0325 
          57     4.65000      COMB12 Combination         Max     -76.484       0.539       1.839     -0.0325 
          57     0.67500      COMB12 Combination         Min     -81.850       3.719       1.839     -0.0325 
          57     2.66250      COMB12 Combination         Min     -79.167       2.129       1.839     -0.0325 
          57     4.65000      COMB12 Combination         Min     -76.484       0.539       1.839     -0.0325 
          57     0.67500      COMB13 Combination         Max     -81.387       2.058       3.474      0.0019 
          57     2.66250      COMB13 Combination         Max     -78.704       2.058       3.474      0.0019 
          57     4.65000      COMB13 Combination         Max     -76.021       2.058       3.474      0.0019 
          57     0.67500      COMB13 Combination         Min     -83.521       2.056      -3.519      0.0013 
          57     2.66250      COMB13 Combination         Min     -80.838       2.056      -3.519      0.0013 
          57     4.65000      COMB13 Combination         Min     -78.155       2.056      -3.519      0.0013 
          57     0.67500      COMB14 Combination         Max     -81.589       3.187       0.620      0.0802 
          57     2.66250      COMB14 Combination         Max     -78.906       3.187       0.620      0.0802 
          57     4.65000      COMB14 Combination         Max     -76.223       3.187       0.620      0.0802 
          57     0.67500      COMB14 Combination         Min     -83.319       0.927      -0.666     -0.0770 
          57     2.66250      COMB14 Combination         Min     -80.636       0.927      -0.666     -0.0770 
          57     4.65000      COMB14 Combination         Min     -77.953       0.927      -0.666     -0.0770 
          57     0.67500         INV Combination         Max     -67.336       4.392       3.474      0.0802 
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          57     2.66250         INV Combination         Max     -64.652       3.187       3.474      0.0802 
          57     4.65000         INV Combination         Max     -61.969       3.187       3.474      0.0802 
          57     0.67500         INV Combination         Min     -84.267       0.872      -3.519     -0.0770 
          57     2.66250         INV Combination         Min     -81.584       0.872      -3.519     -0.0770 
          57     4.65000         INV Combination         Min     -78.901      -0.142      -3.519     -0.0770 
          58     0.67500          PP   LinStatic                 -81.391       1.867      -0.086      0.0018 
          58     2.61250          PP   LinStatic                 -77.032       1.867      -0.086      0.0018 
          58     4.55000          PP   LinStatic                 -72.673       1.867      -0.086      0.0018 
          58     0.67500        PERM   LinStatic                 -22.969       4.214      -0.049      0.0047 
          58     2.61250        PERM   LinStatic                 -22.969       4.214      -0.049      0.0047 
          58     4.55000        PERM   LinStatic                 -22.969       4.214      -0.049      0.0047 
          58     0.67500        NEVE   LinStatic                 -15.716       2.883      -0.033      0.0032 
          58     2.61250        NEVE   LinStatic                 -15.716       2.883      -0.033      0.0032 
          58     4.55000        NEVE   LinStatic                 -15.716       2.883      -0.033      0.0032 
          58     0.67500      VENTOX   LinStatic                   4.355      -0.707       0.364     -0.0010 
          58     2.61250      VENTOX   LinStatic                   4.355      -0.707       0.364     -0.0010 
          58     4.55000      VENTOX   LinStatic                   4.355      -0.707       0.364     -0.0010 
          58     0.67500      VENTOY   LinStatic                   3.056       3.626      -0.320     -0.1003 
          58     2.61250      VENTOY   LinStatic                   3.056       2.076      -0.320     -0.1003 
          58     4.55000      VENTOY   LinStatic                   3.056       0.526      -0.320     -0.1003 
          58     0.67500      SISMAX LinRespSpec         Max       2.545       0.011       5.983   5.004E-04 
          58     2.61250      SISMAX LinRespSpec         Max       2.545       0.011       5.983   5.004E-04 
          58     4.55000      SISMAX LinRespSpec         Max       2.545       0.011       5.983   5.004E-04 
          58     0.67500      SISMAY LinRespSpec         Max       2.442       5.408       1.097      0.2388 
          58     2.61250      SISMAY LinRespSpec         Max       2.442       5.408       1.097      0.2388 
          58     4.55000      SISMAY LinRespSpec         Max       2.442       5.408       1.097      0.2388 
          58     0.67500        TERM   LinStatic                   2.853       1.755      -4.574      0.0013 
          58     2.61250        TERM   LinStatic                   2.853       1.755      -4.574      0.0013 
          58     4.55000        TERM   LinStatic                   2.853       1.755      -4.574      0.0013 
          58     0.67500       COMB1 Combination         Max    -101.508       7.835      -4.708      0.0077 
          58     2.61250       COMB1 Combination         Max     -97.148       7.835      -4.708      0.0077 
          58     4.55000       COMB1 Combination         Max     -92.789       7.835      -4.708      0.0077 
          58     0.67500       COMB1 Combination         Min    -101.508       7.835      -4.708      0.0077 
          58     2.61250       COMB1 Combination         Min     -97.148       7.835      -4.708      0.0077 
          58     4.55000       COMB1 Combination         Min     -92.789       7.835      -4.708      0.0077 
          58     0.67500       COMB2 Combination         Max    -117.223      10.718      -4.742      0.0109 
          58     2.61250       COMB2 Combination         Max    -112.864      10.718      -4.742      0.0109 
          58     4.55000       COMB2 Combination         Max    -108.505      10.718      -4.742      0.0109 
          58     0.67500       COMB2 Combination         Min    -117.223      10.718      -4.742      0.0109 
          58     2.61250       COMB2 Combination         Min    -112.864      10.718      -4.742      0.0109 
          58     4.55000       COMB2 Combination         Min    -108.505      10.718      -4.742      0.0109 
          58     0.67500       COMB3 Combination         Max     -97.152       7.128      -4.345      0.0067 
          58     2.61250       COMB3 Combination         Max     -92.793       7.128      -4.345      0.0067 
          58     4.55000       COMB3 Combination         Max     -88.434       7.128      -4.345      0.0067 
          58     0.67500       COMB3 Combination         Min     -97.152       7.128      -4.345      0.0067 
          58     2.61250       COMB3 Combination         Min     -92.793       7.128      -4.345      0.0067 
          58     4.55000       COMB3 Combination         Min     -88.434       7.128      -4.345      0.0067 
          58     0.67500       COMB4 Combination         Max     -98.452      11.461      -5.029     -0.0926 
          58     2.61250       COMB4 Combination         Max     -94.092       9.911      -5.029     -0.0926 
          58     4.55000       COMB4 Combination         Max     -89.733       8.361      -5.029     -0.0926 
          58     0.67500       COMB4 Combination         Min     -98.452      11.461      -5.029     -0.0926 
          58     2.61250       COMB4 Combination         Min     -94.092       9.911      -5.029     -0.0926 
          58     4.55000       COMB4 Combination         Min     -89.733       8.361      -5.029     -0.0926 
          58     0.67500       COMB5 Combination         Max    -112.868      10.012      -4.378      0.0099 
          58     2.61250       COMB5 Combination         Max    -108.509      10.012      -4.378      0.0099 
          58     4.55000       COMB5 Combination         Max    -104.150      10.012      -4.378      0.0099 
          58     0.67500       COMB5 Combination         Min    -112.868      10.012      -4.378      0.0099 
          58     2.61250       COMB5 Combination         Min    -108.509      10.012      -4.378      0.0099 
          58     4.55000       COMB5 Combination         Min    -104.150      10.012      -4.378      0.0099 
          58     0.67500       COMB6 Combination         Max    -114.168      14.345      -5.062     -0.0894 
          58     2.61250       COMB6 Combination         Max    -109.808      12.795      -5.062     -0.0894 
          58     4.55000       COMB6 Combination         Max    -105.449      11.245      -5.062     -0.0894 
          58     0.67500       COMB6 Combination         Min    -114.168      14.345      -5.062     -0.0894 
          58     2.61250       COMB6 Combination         Min    -109.808      12.795      -5.062     -0.0894 
          58     4.55000       COMB6 Combination         Min    -105.449      11.245      -5.062     -0.0894 
          58     0.67500       COMB7 Combination         Max    -107.214       4.326       4.439      0.0052 
          58     2.61250       COMB7 Combination         Max    -102.854       4.326       4.439      0.0052 
          58     4.55000       COMB7 Combination         Max     -98.495       4.326       4.439      0.0052 
          58     0.67500       COMB7 Combination         Min    -107.214       4.326       4.439      0.0052 
          58     2.61250       COMB7 Combination         Min    -102.854       4.326       4.439      0.0052 
          58     4.55000       COMB7 Combination         Min     -98.495       4.326       4.439      0.0052 
          58     0.67500       COMB8 Combination         Max    -122.930       7.209       4.406      0.0084 
          58     2.61250       COMB8 Combination         Max    -118.570       7.209       4.406      0.0084 
          58     4.55000       COMB8 Combination         Max    -114.211       7.209       4.406      0.0084 
          58     0.67500       COMB8 Combination         Min    -122.930       7.209       4.406      0.0084 
          58     2.61250       COMB8 Combination         Min    -118.570       7.209       4.406      0.0084 
          58     4.55000       COMB8 Combination         Min    -114.211       7.209       4.406      0.0084 
          58     0.67500       COMB9 Combination         Max    -102.859       3.619       4.803      0.0041 
          58     2.61250       COMB9 Combination         Max     -98.499       3.619       4.803      0.0041 
          58     4.55000       COMB9 Combination         Max     -94.140       3.619       4.803      0.0041 
          58     0.67500       COMB9 Combination         Min    -102.859       3.619       4.803      0.0041 
          58     2.61250       COMB9 Combination         Min     -98.499       3.619       4.803      0.0041 
          58     4.55000       COMB9 Combination         Min     -94.140       3.619       4.803      0.0041 
          58     0.67500      COMB10 Combination         Max    -104.158       7.952       4.119     -0.0952 
          58     2.61250      COMB10 Combination         Max     -99.799       6.402       4.119     -0.0952 
          58     4.55000      COMB10 Combination         Max     -95.439       4.852       4.119     -0.0952 
          58     0.67500      COMB10 Combination         Min    -104.158       7.952       4.119     -0.0952 
          58     2.61250      COMB10 Combination         Min     -99.799       6.402       4.119     -0.0952 
          58     4.55000      COMB10 Combination         Min     -95.439       4.852       4.119     -0.0952 
          58     0.67500      COMB11 Combination         Max    -118.574       6.502       4.769      0.0073 
          58     2.61250      COMB11 Combination         Max    -114.215       6.502       4.769      0.0073 
          58     4.55000      COMB11 Combination         Max    -109.856       6.502       4.769      0.0073 
          58     0.67500      COMB11 Combination         Min    -118.574       6.502       4.769      0.0073 
          58     2.61250      COMB11 Combination         Min    -114.215       6.502       4.769      0.0073 
          58     4.55000      COMB11 Combination         Min    -109.856       6.502       4.769      0.0073 
          58     0.67500      COMB12 Combination         Max    -119.874      10.835       4.085     -0.0920 
          58     2.61250      COMB12 Combination         Max    -115.514       9.285       4.085     -0.0920 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

202/ 799 

 
          58     4.55000      COMB12 Combination         Max    -111.155       7.735       4.085     -0.0920 
          58     0.67500      COMB12 Combination         Min    -119.874      10.835       4.085     -0.0920 
          58     2.61250      COMB12 Combination         Min    -115.514       9.285       4.085     -0.0920 
          58     4.55000      COMB12 Combination         Min    -111.155       7.735       4.085     -0.0920 
          58     0.67500      COMB13 Combination         Max    -117.532       8.975       5.815      0.0101 
          58     2.61250      COMB13 Combination         Max    -113.172       8.975       5.815      0.0101 
          58     4.55000      COMB13 Combination         Max    -108.813       8.975       5.815      0.0101 
          58     0.67500      COMB13 Combination         Min    -122.621       8.953      -6.151      0.0091 
          58     2.61250      COMB13 Combination         Min    -118.262       8.953      -6.151      0.0091 
          58     4.55000      COMB13 Combination         Min    -113.903       8.953      -6.151      0.0091 
          58     0.67500      COMB14 Combination         Max    -117.635      14.372       0.929      0.2484 
          58     2.61250      COMB14 Combination         Max    -113.275      14.372       0.929      0.2484 
          58     4.55000      COMB14 Combination         Max    -108.916      14.372       0.929      0.2484 
          58     0.67500      COMB14 Combination         Min    -122.519       3.556      -1.265     -0.2292 
          58     2.61250      COMB14 Combination         Min    -118.159       3.556      -1.265     -0.2292 
          58     4.55000      COMB14 Combination         Min    -113.800       3.556      -1.265     -0.2292 
          58     0.67500         INV Combination         Max     -97.152      14.372       5.815      0.2484 
          58     2.61250         INV Combination         Max     -92.793      14.372       5.815      0.2484 
          58     4.55000         INV Combination         Max     -88.434      14.372       5.815      0.2484 
          58     0.67500         INV Combination         Min    -122.930       3.556      -6.151     -0.2292 
          58     2.61250         INV Combination         Min    -118.570       3.556      -6.151     -0.2292 
          58     4.55000         INV Combination         Min    -114.211       3.556      -6.151     -0.2292 
          59     0.67500          PP   LinStatic                 -58.819       0.200       0.243      0.0017 
          59     2.66250          PP   LinStatic                 -54.347       0.200       0.243      0.0017 
          59     4.65000          PP   LinStatic                 -49.875       0.200       0.243      0.0017 
          59     0.67500        PERM   LinStatic                  -2.990       0.123       0.099      0.0043 
          59     2.66250        PERM   LinStatic                  -2.990       0.123       0.099      0.0043 
          59     4.65000        PERM   LinStatic                  -2.990       0.123       0.099      0.0043 
          59     0.67500        NEVE   LinStatic                  -2.046       0.084       0.068      0.0029 
          59     2.66250        NEVE   LinStatic                  -2.046       0.084       0.068      0.0029 
          59     4.65000        NEVE   LinStatic                  -2.046       0.084       0.068      0.0029 
          59     0.67500      VENTOX   LinStatic                   0.194      -1.137      -0.018     -0.0049 
          59     2.66250      VENTOX   LinStatic                   0.194      -0.342      -0.018     -0.0049 
          59     4.65000      VENTOX   LinStatic                   0.194       0.453      -0.018     -0.0049 
          59     0.67500      VENTOY   LinStatic                  -2.436       0.292       3.438     -0.0810 
          59     2.66250      VENTOY   LinStatic                  -2.436       0.292       2.643     -0.0810 
          59     4.65000      VENTOY   LinStatic                  -2.436       0.292       1.848     -0.0810 
          59     0.67500      SISMAX LinRespSpec         Max       7.633       5.700       0.031      0.0059 
          59     2.66250      SISMAX LinRespSpec         Max       7.633       5.700       0.031      0.0059 
          59     4.65000      SISMAX LinRespSpec         Max       7.633       5.700       0.031      0.0059 
          59     0.67500      SISMAY LinRespSpec         Max       6.376       1.048       5.271      0.2220 
          59     2.66250      SISMAY LinRespSpec         Max       6.376       1.048       5.271      0.2220 
          59     4.65000      SISMAY LinRespSpec         Max       6.376       1.048       5.271      0.2220 
          59     0.67500        TERM   LinStatic                  -8.804       5.376       2.009  -7.889E-04 
          59     2.66250        TERM   LinStatic                  -8.804       5.376       2.009  -7.889E-04 
          59     4.65000        TERM   LinStatic                  -8.804       5.376       2.009  -7.889E-04 
          59     0.67500       COMB1 Combination         Max     -70.613       5.698       2.351      0.0052 
          59     2.66250       COMB1 Combination         Max     -66.141       5.698       2.351      0.0052 
          59     4.65000       COMB1 Combination         Max     -61.669       5.698       2.351      0.0052 
          59     0.67500       COMB1 Combination         Min     -70.613       5.698       2.351      0.0052 
          59     2.66250       COMB1 Combination         Min     -66.141       5.698       2.351      0.0052 
          59     4.65000       COMB1 Combination         Min     -61.669       5.698       2.351      0.0052 
          59     0.67500       COMB2 Combination         Max     -72.659       5.782       2.419      0.0081 
          59     2.66250       COMB2 Combination         Max     -68.187       5.782       2.419      0.0081 
          59     4.65000       COMB2 Combination         Max     -63.715       5.782       2.419      0.0081 
          59     0.67500       COMB2 Combination         Min     -72.659       5.782       2.419      0.0081 
          59     2.66250       COMB2 Combination         Min     -68.187       5.782       2.419      0.0081 
          59     4.65000       COMB2 Combination         Min     -63.715       5.782       2.419      0.0081 
          59     0.67500       COMB3 Combination         Max     -70.418       4.561       2.333   3.315E-04 
          59     2.66250       COMB3 Combination         Max     -65.947       5.356       2.333   3.315E-04 
          59     4.65000       COMB3 Combination         Max     -61.475       6.151       2.333   3.315E-04 
          59     0.67500       COMB3 Combination         Min     -70.418       4.561       2.333   3.315E-04 
          59     2.66250       COMB3 Combination         Min     -65.947       5.356       2.333   3.315E-04 
          59     4.65000       COMB3 Combination         Min     -61.475       6.151       2.333   3.315E-04 
          59     0.67500       COMB4 Combination         Max     -73.049       5.990       5.789     -0.0758 
          59     2.66250       COMB4 Combination         Max     -68.577       5.990       4.994     -0.0758 
          59     4.65000       COMB4 Combination         Max     -64.106       5.990       4.199     -0.0758 
          59     0.67500       COMB4 Combination         Min     -73.049       5.990       5.789     -0.0758 
          59     2.66250       COMB4 Combination         Min     -68.577       5.990       4.994     -0.0758 
          59     4.65000       COMB4 Combination         Min     -64.106       5.990       4.199     -0.0758 
          59     0.67500       COMB5 Combination         Max     -72.464       4.645       2.401      0.0033 
          59     2.66250       COMB5 Combination         Max     -67.992       5.440       2.401      0.0033 
          59     4.65000       COMB5 Combination         Max     -63.521       6.235       2.401      0.0033 
          59     0.67500       COMB5 Combination         Min     -72.464       4.645       2.401      0.0033 
          59     2.66250       COMB5 Combination         Min     -67.992       5.440       2.401      0.0033 
          59     4.65000       COMB5 Combination         Min     -63.521       6.235       2.401      0.0033 
          59     0.67500       COMB6 Combination         Max     -75.095       6.074       5.857     -0.0729 
          59     2.66250       COMB6 Combination         Max     -70.623       6.074       5.062     -0.0729 
          59     4.65000       COMB6 Combination         Max     -66.151       6.074       4.267     -0.0729 
          59     0.67500       COMB6 Combination         Min     -75.095       6.074       5.857     -0.0729 
          59     2.66250       COMB6 Combination         Min     -70.623       6.074       5.062     -0.0729 
          59     4.65000       COMB6 Combination         Min     -66.151       6.074       4.267     -0.0729 
          59     0.67500       COMB7 Combination         Max     -53.005      -5.053      -1.667      0.0068 
          59     2.66250       COMB7 Combination         Max     -48.534      -5.053      -1.667      0.0068 
          59     4.65000       COMB7 Combination         Max     -44.062      -5.053      -1.667      0.0068 
          59     0.67500       COMB7 Combination         Min     -53.005      -5.053      -1.667      0.0068 
          59     2.66250       COMB7 Combination         Min     -48.534      -5.053      -1.667      0.0068 
          59     4.65000       COMB7 Combination         Min     -44.062      -5.053      -1.667      0.0068 
          59     0.67500       COMB8 Combination         Max     -55.051      -4.969      -1.599      0.0097 
          59     2.66250       COMB8 Combination         Max     -50.579      -4.969      -1.599      0.0097 
          59     4.65000       COMB8 Combination         Max     -46.108      -4.969      -1.599      0.0097 
          59     0.67500       COMB8 Combination         Min     -55.051      -4.969      -1.599      0.0097 
          59     2.66250       COMB8 Combination         Min     -50.579      -4.969      -1.599      0.0097 
          59     4.65000       COMB8 Combination         Min     -46.108      -4.969      -1.599      0.0097 
          59     0.67500       COMB9 Combination         Max     -52.811      -6.190      -1.685      0.0019 
          59     2.66250       COMB9 Combination         Max     -48.339      -5.395      -1.685      0.0019 
          59     4.65000       COMB9 Combination         Max     -43.867      -4.600      -1.685      0.0019 
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          59     0.67500       COMB9 Combination         Min     -52.811      -6.190      -1.685      0.0019 
          59     2.66250       COMB9 Combination         Min     -48.339      -5.395      -1.685      0.0019 
          59     4.65000       COMB9 Combination         Min     -43.867      -4.600      -1.685      0.0019 
          59     0.67500      COMB10 Combination         Max     -55.442      -4.761       1.771     -0.0742 
          59     2.66250      COMB10 Combination         Max     -50.970      -4.761       0.976     -0.0742 
          59     4.65000      COMB10 Combination         Max     -46.498      -4.761       0.181     -0.0742 
          59     0.67500      COMB10 Combination         Min     -55.442      -4.761       1.771     -0.0742 
          59     2.66250      COMB10 Combination         Min     -50.970      -4.761       0.976     -0.0742 
          59     4.65000      COMB10 Combination         Min     -46.498      -4.761       0.181     -0.0742 
          59     0.67500      COMB11 Combination         Max     -54.857      -6.106      -1.618      0.0048 
          59     2.66250      COMB11 Combination         Max     -50.385      -5.311      -1.618      0.0048 
          59     4.65000      COMB11 Combination         Max     -45.913      -4.516      -1.618      0.0048 
          59     0.67500      COMB11 Combination         Min     -54.857      -6.106      -1.618      0.0048 
          59     2.66250      COMB11 Combination         Min     -50.385      -5.311      -1.618      0.0048 
          59     4.65000      COMB11 Combination         Min     -45.913      -4.516      -1.618      0.0048 
          59     0.67500      COMB12 Combination         Max     -57.488      -4.678       1.838     -0.0713 
          59     2.66250      COMB12 Combination         Max     -53.016      -4.678       1.043     -0.0713 
          59     4.65000      COMB12 Combination         Max     -48.544      -4.678       0.248     -0.0713 
          59     0.67500      COMB12 Combination         Min     -57.488      -4.678       1.838     -0.0713 
          59     2.66250      COMB12 Combination         Min     -53.016      -4.678       1.043     -0.0713 
          59     4.65000      COMB12 Combination         Min     -48.544      -4.678       0.248     -0.0713 
          59     0.67500      COMB13 Combination         Max     -56.222       6.106       0.440      0.0148 
          59     2.66250      COMB13 Combination         Max     -51.750       6.106       0.440      0.0148 
          59     4.65000      COMB13 Combination         Max     -47.278       6.106       0.440      0.0148 
          59     0.67500      COMB13 Combination         Min     -71.488      -5.293       0.379      0.0030 
          59     2.66250      COMB13 Combination         Min     -67.016      -5.293       0.379      0.0030 
          59     4.65000      COMB13 Combination         Min     -62.545      -5.293       0.379      0.0030 
          59     0.67500      COMB14 Combination         Max     -57.479       1.454       5.681      0.2309 
          59     2.66250      COMB14 Combination         Max     -53.008       1.454       5.681      0.2309 
          59     4.65000      COMB14 Combination         Max     -48.536       1.454       5.681      0.2309 
          59     0.67500      COMB14 Combination         Min     -70.231      -0.641      -4.862     -0.2131 
          59     2.66250      COMB14 Combination         Min     -65.759      -0.641      -4.862     -0.2131 
          59     4.65000      COMB14 Combination         Min     -61.287      -0.641      -4.862     -0.2131 
          59     0.67500         INV Combination         Max     -52.811       6.106       5.857      0.2309 
          59     2.66250         INV Combination         Max     -48.339       6.106       5.681      0.2309 
          59     4.65000         INV Combination         Max     -43.867       6.235       5.681      0.2309 
          59     0.67500         INV Combination         Min     -75.095      -6.190      -4.862     -0.2131 
          59     2.66250         INV Combination         Min     -70.623      -5.395      -4.862     -0.2131 
          59     4.65000         INV Combination         Min     -66.151      -5.293      -4.862     -0.2131 
          60     0.15000          PP   LinStatic                  -0.247     -24.222      -0.164      0.7153 
          60     1.25000          PP   LinStatic                  -0.247      -0.430      -0.164      0.7153 
          60     2.35000          PP   LinStatic                  -0.247      23.361      -0.164      0.7153 
          60     0.15000        PERM   LinStatic                  -0.015       3.690      -0.463     -2.6269 
          60     1.25000        PERM   LinStatic                  -0.015       3.690      -0.463     -2.6269 
          60     2.35000        PERM   LinStatic                  -0.015       3.690      -0.463     -2.6269 
          60     0.15000        NEVE   LinStatic                  -0.010       2.524      -0.317     -1.7973 
          60     1.25000        NEVE   LinStatic                  -0.010       2.524      -0.317     -1.7973 
          60     2.35000        NEVE   LinStatic                  -0.010       2.524      -0.317     -1.7973 
          60     0.15000      VENTOX   LinStatic                  -0.347      -0.994       0.078      0.4424 
          60     1.25000      VENTOX   LinStatic                  -0.347      -0.994       0.078      0.4424 
          60     2.35000      VENTOX   LinStatic                  -0.347      -0.994       0.078      0.4424 
          60     0.15000      VENTOY   LinStatic                  -0.380      -1.143      -2.851      1.1053 
          60     1.25000      VENTOY   LinStatic                  -0.380      -1.143      -2.851      1.1053 
          60     2.35000      VENTOY   LinStatic                  -0.380      -1.143      -2.851      1.1053 
          60     0.15000      SISMAX LinRespSpec         Max       2.036       6.307   1.003E-03   3.230E-06 
          60     1.25000      SISMAX LinRespSpec         Max       2.036       6.307   1.003E-03   3.230E-06 
          60     2.35000      SISMAX LinRespSpec         Max       2.036       6.307   1.003E-03   3.230E-06 
          60     0.15000      SISMAY LinRespSpec         Max       0.605       1.585       3.674      1.8051 
          60     1.25000      SISMAY LinRespSpec         Max       0.605       1.585       3.674      1.8051 
          60     2.35000      SISMAY LinRespSpec         Max       0.605       1.585       3.674      1.8051 
          60     0.15000        TERM   LinStatic                  -6.048      -6.096      -0.129      0.3834 
          60     1.25000        TERM   LinStatic                  -6.048      -6.096      -0.129      0.3834 
          60     2.35000        TERM   LinStatic                  -6.048      -6.096      -0.129      0.3834 
          60     0.15000       COMB1 Combination         Max      -6.310     -26.628      -0.757     -1.5281 
          60     1.25000       COMB1 Combination         Max      -6.310      -2.837      -0.757     -1.5281 
          60     2.35000       COMB1 Combination         Max      -6.310      20.955      -0.757     -1.5281 
          60     0.15000       COMB1 Combination         Min      -6.310     -26.628      -0.757     -1.5281 
          60     1.25000       COMB1 Combination         Min      -6.310      -2.837      -0.757     -1.5281 
          60     2.35000       COMB1 Combination         Min      -6.310      20.955      -0.757     -1.5281 
          60     0.15000       COMB2 Combination         Max      -6.320     -24.104      -1.074     -3.3254 
          60     1.25000       COMB2 Combination         Max      -6.320      -0.312      -1.074     -3.3254 
          60     2.35000       COMB2 Combination         Max      -6.320      23.479      -1.074     -3.3254 
          60     0.15000       COMB2 Combination         Min      -6.320     -24.104      -1.074     -3.3254 
          60     1.25000       COMB2 Combination         Min      -6.320      -0.312      -1.074     -3.3254 
          60     2.35000       COMB2 Combination         Min      -6.320      23.479      -1.074     -3.3254 
          60     0.15000       COMB3 Combination         Max      -6.656     -27.622      -0.678     -1.0857 
          60     1.25000       COMB3 Combination         Max      -6.656      -3.830      -0.678     -1.0857 
          60     2.35000       COMB3 Combination         Max      -6.656      19.961      -0.678     -1.0857 
          60     0.15000       COMB3 Combination         Min      -6.656     -27.622      -0.678     -1.0857 
          60     1.25000       COMB3 Combination         Min      -6.656      -3.830      -0.678     -1.0857 
          60     2.35000       COMB3 Combination         Min      -6.656      19.961      -0.678     -1.0857 
          60     0.15000       COMB4 Combination         Max      -6.690     -27.772      -3.607     -0.4228 
          60     1.25000       COMB4 Combination         Max      -6.690      -3.980      -3.607     -0.4228 
          60     2.35000       COMB4 Combination         Max      -6.690      19.812      -3.607     -0.4228 
          60     0.15000       COMB4 Combination         Min      -6.690     -27.772      -3.607     -0.4228 
          60     1.25000       COMB4 Combination         Min      -6.690      -3.980      -3.607     -0.4228 
          60     2.35000       COMB4 Combination         Min      -6.690      19.812      -3.607     -0.4228 
          60     0.15000       COMB5 Combination         Max      -6.666     -25.098      -0.995     -2.8830 
          60     1.25000       COMB5 Combination         Max      -6.666      -1.306      -0.995     -2.8830 
          60     2.35000       COMB5 Combination         Max      -6.666      22.486      -0.995     -2.8830 
          60     0.15000       COMB5 Combination         Min      -6.666     -25.098      -0.995     -2.8830 
          60     1.25000       COMB5 Combination         Min      -6.666      -1.306      -0.995     -2.8830 
          60     2.35000       COMB5 Combination         Min      -6.666      22.486      -0.995     -2.8830 
          60     0.15000       COMB6 Combination         Max      -6.700     -25.247      -3.925     -2.2201 
          60     1.25000       COMB6 Combination         Max      -6.700      -1.456      -3.925     -2.2201 
          60     2.35000       COMB6 Combination         Max      -6.700      22.336      -3.925     -2.2201 
          60     0.15000       COMB6 Combination         Min      -6.700     -25.247      -3.925     -2.2201 
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          60     1.25000       COMB6 Combination         Min      -6.700      -1.456      -3.925     -2.2201 
          60     2.35000       COMB6 Combination         Min      -6.700      22.336      -3.925     -2.2201 
          60     0.15000       COMB7 Combination         Max       5.786     -14.436      -0.499     -2.2950 
          60     1.25000       COMB7 Combination         Max       5.786       9.355      -0.499     -2.2950 
          60     2.35000       COMB7 Combination         Max       5.786      33.147      -0.499     -2.2950 
          60     0.15000       COMB7 Combination         Min       5.786     -14.436      -0.499     -2.2950 
          60     1.25000       COMB7 Combination         Min       5.786       9.355      -0.499     -2.2950 
          60     2.35000       COMB7 Combination         Min       5.786      33.147      -0.499     -2.2950 
          60     0.15000       COMB8 Combination         Max       5.776     -11.912      -0.816     -4.0923 
          60     1.25000       COMB8 Combination         Max       5.776      11.880      -0.816     -4.0923 
          60     2.35000       COMB8 Combination         Max       5.776      35.671      -0.816     -4.0923 
          60     0.15000       COMB8 Combination         Min       5.776     -11.912      -0.816     -4.0923 
          60     1.25000       COMB8 Combination         Min       5.776      11.880      -0.816     -4.0923 
          60     2.35000       COMB8 Combination         Min       5.776      35.671      -0.816     -4.0923 
          60     0.15000       COMB9 Combination         Max       5.440     -15.430      -0.420     -1.8526 
          60     1.25000       COMB9 Combination         Max       5.440       8.361      -0.420     -1.8526 
          60     2.35000       COMB9 Combination         Max       5.440      32.153      -0.420     -1.8526 
          60     0.15000       COMB9 Combination         Min       5.440     -15.430      -0.420     -1.8526 
          60     1.25000       COMB9 Combination         Min       5.440       8.361      -0.420     -1.8526 
          60     2.35000       COMB9 Combination         Min       5.440      32.153      -0.420     -1.8526 
          60     0.15000      COMB10 Combination         Max       5.406     -15.580      -3.350     -1.1897 
          60     1.25000      COMB10 Combination         Max       5.406       8.212      -3.350     -1.1897 
          60     2.35000      COMB10 Combination         Max       5.406      32.003      -3.350     -1.1897 
          60     0.15000      COMB10 Combination         Min       5.406     -15.580      -3.350     -1.1897 
          60     1.25000      COMB10 Combination         Min       5.406       8.212      -3.350     -1.1897 
          60     2.35000      COMB10 Combination         Min       5.406      32.003      -3.350     -1.1897 
          60     0.15000      COMB11 Combination         Max       5.430     -12.906      -0.737     -3.6499 
          60     1.25000      COMB11 Combination         Max       5.430      10.886      -0.737     -3.6499 
          60     2.35000      COMB11 Combination         Max       5.430      34.678      -0.737     -3.6499 
          60     0.15000      COMB11 Combination         Min       5.430     -12.906      -0.737     -3.6499 
          60     1.25000      COMB11 Combination         Min       5.430      10.886      -0.737     -3.6499 
          60     2.35000      COMB11 Combination         Min       5.430      34.678      -0.737     -3.6499 
          60     0.15000      COMB12 Combination         Max       5.396     -13.055      -3.667     -2.9870 
          60     1.25000      COMB12 Combination         Max       5.396      10.736      -3.667     -2.9870 
          60     2.35000      COMB12 Combination         Max       5.396      34.528      -3.667     -2.9870 
          60     0.15000      COMB12 Combination         Min       5.396     -13.055      -3.667     -2.9870 
          60     1.25000      COMB12 Combination         Min       5.396      10.736      -3.667     -2.9870 
          60     2.35000      COMB12 Combination         Min       5.396      34.528      -3.667     -2.9870 
          60     0.15000      COMB13 Combination         Max       1.765     -11.701      -0.944     -3.7089 
          60     1.25000      COMB13 Combination         Max       1.765      12.090      -0.944     -3.7089 
          60     2.35000      COMB13 Combination         Max       1.765      35.882      -0.944     -3.7089 
          60     0.15000      COMB13 Combination         Min      -2.308     -24.314      -0.946     -3.7089 
          60     1.25000      COMB13 Combination         Min      -2.308      -0.523      -0.946     -3.7089 
          60     2.35000      COMB13 Combination         Min      -2.308      23.269      -0.946     -3.7089 
          60     0.15000      COMB14 Combination         Max       0.333     -16.423       2.729     -1.9038 
          60     1.25000      COMB14 Combination         Max       0.333       7.369       2.729     -1.9038 
          60     2.35000      COMB14 Combination         Max       0.333      31.161       2.729     -1.9038 
          60     0.15000      COMB14 Combination         Min      -0.877     -19.593      -4.619     -5.5140 
          60     1.25000      COMB14 Combination         Min      -0.877       4.198      -4.619     -5.5140 
          60     2.35000      COMB14 Combination         Min      -0.877      27.990      -4.619     -5.5140 
          60     0.15000         INV Combination         Max       5.786     -11.701       2.729     -0.4228 
          60     1.25000         INV Combination         Max       5.786      12.090       2.729     -0.4228 
          60     2.35000         INV Combination         Max       5.786      35.882       2.729     -0.4228 
          60     0.15000         INV Combination         Min      -6.700     -27.772      -4.619     -5.5140 
          60     1.25000         INV Combination         Min      -6.700      -3.980      -4.619     -5.5140 
          60     2.35000         INV Combination         Min      -6.700      19.812      -4.619     -5.5140 
          61     0.15000          PP   LinStatic                  -0.293     -18.148       0.255     -0.5796 
          61     1.25000          PP   LinStatic                  -0.293       5.643       0.255     -0.5796 
          61     2.35000          PP   LinStatic                  -0.293      29.435       0.255     -0.5796 
          61     0.15000        PERM   LinStatic                  -0.061      -8.727       0.475     -5.5225 
          61     1.25000        PERM   LinStatic                  -0.061      -8.727       0.475     -5.5225 
          61     2.35000        PERM   LinStatic                  -0.061      -8.727       0.475     -5.5225 
          61     0.15000        NEVE   LinStatic                  -0.042      -5.971       0.325     -3.7786 
          61     1.25000        NEVE   LinStatic                  -0.042      -5.971       0.325     -3.7786 
          61     2.35000        NEVE   LinStatic                  -0.042      -5.971       0.325     -3.7786 
          61     0.15000      VENTOX   LinStatic                  -0.544       1.141      -0.080      0.9301 
          61     1.25000      VENTOX   LinStatic                  -0.544       1.141      -0.080      0.9301 
          61     2.35000      VENTOX   LinStatic                  -0.544       1.141      -0.080      0.9301 
          61     0.15000      VENTOY   LinStatic                  -0.564       1.460      -0.112      0.5507 
          61     1.25000      VENTOY   LinStatic                  -0.564       1.460      -0.112      0.5507 
          61     2.35000      VENTOY   LinStatic                  -0.564       1.460      -0.112      0.5507 
          61     0.15000      SISMAX LinRespSpec         Max       2.464       5.575   8.005E-04   4.107E-06 
          61     1.25000      SISMAX LinRespSpec         Max       2.464       5.575   8.005E-04   4.107E-06 
          61     2.35000      SISMAX LinRespSpec         Max       2.464       5.575   8.005E-04   4.107E-06 
          61     0.15000      SISMAY LinRespSpec         Max       0.805       0.474       1.813      1.7218 
          61     1.25000      SISMAY LinRespSpec         Max       0.805       0.474       1.813      1.7218 
          61     2.35000      SISMAY LinRespSpec         Max       0.805       0.474       1.813      1.7218 
          61     0.15000        TERM   LinStatic                  -8.987      -4.613       0.200     -0.3108 
          61     1.25000        TERM   LinStatic                  -8.987      -4.613       0.200     -0.3108 
          61     2.35000        TERM   LinStatic                  -8.987      -4.613       0.200     -0.3108 
          61     0.15000       COMB1 Combination         Max      -9.342     -31.489       0.930     -6.4129 
          61     1.25000       COMB1 Combination         Max      -9.342      -7.697       0.930     -6.4129 
          61     2.35000       COMB1 Combination         Max      -9.342      16.095       0.930     -6.4129 
          61     0.15000       COMB1 Combination         Min      -9.342     -31.489       0.930     -6.4129 
          61     1.25000       COMB1 Combination         Min      -9.342      -7.697       0.930     -6.4129 
          61     2.35000       COMB1 Combination         Min      -9.342      16.095       0.930     -6.4129 
          61     0.15000       COMB2 Combination         Max      -9.384     -37.460       1.255    -10.1915 
          61     1.25000       COMB2 Combination         Max      -9.384     -13.668       1.255    -10.1915 
          61     2.35000       COMB2 Combination         Max      -9.384      10.123       1.255    -10.1915 
          61     0.15000       COMB2 Combination         Min      -9.384     -37.460       1.255    -10.1915 
          61     1.25000       COMB2 Combination         Min      -9.384     -13.668       1.255    -10.1915 
          61     2.35000       COMB2 Combination         Min      -9.384      10.123       1.255    -10.1915 
          61     0.15000       COMB3 Combination         Max      -9.886     -30.348       0.850     -5.4828 
          61     1.25000       COMB3 Combination         Max      -9.886      -6.556       0.850     -5.4828 
          61     2.35000       COMB3 Combination         Max      -9.886      17.235       0.850     -5.4828 
          61     0.15000       COMB3 Combination         Min      -9.886     -30.348       0.850     -5.4828 
          61     1.25000       COMB3 Combination         Min      -9.886      -6.556       0.850     -5.4828 
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          61     2.35000       COMB3 Combination         Min      -9.886      17.235       0.850     -5.4828 
          61     0.15000       COMB4 Combination         Max      -9.906     -30.028       0.818     -5.8622 
          61     1.25000       COMB4 Combination         Max      -9.906      -6.237       0.818     -5.8622 
          61     2.35000       COMB4 Combination         Max      -9.906      17.555       0.818     -5.8622 
          61     0.15000       COMB4 Combination         Min      -9.906     -30.028       0.818     -5.8622 
          61     1.25000       COMB4 Combination         Min      -9.906      -6.237       0.818     -5.8622 
          61     2.35000       COMB4 Combination         Min      -9.906      17.555       0.818     -5.8622 
          61     0.15000       COMB5 Combination         Max      -9.928     -36.319       1.176     -9.2614 
          61     1.25000       COMB5 Combination         Max      -9.928     -12.527       1.176     -9.2614 
          61     2.35000       COMB5 Combination         Max      -9.928      11.264       1.176     -9.2614 
          61     0.15000       COMB5 Combination         Min      -9.928     -36.319       1.176     -9.2614 
          61     1.25000       COMB5 Combination         Min      -9.928     -12.527       1.176     -9.2614 
          61     2.35000       COMB5 Combination         Min      -9.928      11.264       1.176     -9.2614 
          61     0.15000       COMB6 Combination         Max      -9.948     -35.999       1.143     -9.6408 
          61     1.25000       COMB6 Combination         Max      -9.948     -12.208       1.143     -9.6408 
          61     2.35000       COMB6 Combination         Max      -9.948      11.584       1.143     -9.6408 
          61     0.15000       COMB6 Combination         Min      -9.948     -35.999       1.143     -9.6408 
          61     1.25000       COMB6 Combination         Min      -9.948     -12.208       1.143     -9.6408 
          61     2.35000       COMB6 Combination         Min      -9.948      11.584       1.143     -9.6408 
          61     0.15000       COMB7 Combination         Max       8.633     -22.262       0.531     -5.7912 
          61     1.25000       COMB7 Combination         Max       8.633       1.529       0.531     -5.7912 
          61     2.35000       COMB7 Combination         Max       8.633      25.321       0.531     -5.7912 
          61     0.15000       COMB7 Combination         Min       8.633     -22.262       0.531     -5.7912 
          61     1.25000       COMB7 Combination         Min       8.633       1.529       0.531     -5.7912 
          61     2.35000       COMB7 Combination         Min       8.633      25.321       0.531     -5.7912 
          61     0.15000       COMB8 Combination         Max       8.591     -28.234       0.856     -9.5698 
          61     1.25000       COMB8 Combination         Max       8.591      -4.442       0.856     -9.5698 
          61     2.35000       COMB8 Combination         Max       8.591      19.350       0.856     -9.5698 
          61     0.15000       COMB8 Combination         Min       8.591     -28.234       0.856     -9.5698 
          61     1.25000       COMB8 Combination         Min       8.591      -4.442       0.856     -9.5698 
          61     2.35000       COMB8 Combination         Min       8.591      19.350       0.856     -9.5698 
          61     0.15000       COMB9 Combination         Max       8.089     -21.122       0.451     -4.8611 
          61     1.25000       COMB9 Combination         Max       8.089       2.670       0.451     -4.8611 
          61     2.35000       COMB9 Combination         Max       8.089      26.462       0.451     -4.8611 
          61     0.15000       COMB9 Combination         Min       8.089     -21.122       0.451     -4.8611 
          61     1.25000       COMB9 Combination         Min       8.089       2.670       0.451     -4.8611 
          61     2.35000       COMB9 Combination         Min       8.089      26.462       0.451     -4.8611 
          61     0.15000      COMB10 Combination         Max       8.069     -20.802       0.419     -5.2406 
          61     1.25000      COMB10 Combination         Max       8.069       2.990       0.419     -5.2406 
          61     2.35000      COMB10 Combination         Max       8.069      26.781       0.419     -5.2406 
          61     0.15000      COMB10 Combination         Min       8.069     -20.802       0.419     -5.2406 
          61     1.25000      COMB10 Combination         Min       8.069       2.990       0.419     -5.2406 
          61     2.35000      COMB10 Combination         Min       8.069      26.781       0.419     -5.2406 
          61     0.15000      COMB11 Combination         Max       8.047     -27.093       0.776     -8.6397 
          61     1.25000      COMB11 Combination         Max       8.047      -3.301       0.776     -8.6397 
          61     2.35000      COMB11 Combination         Max       8.047      20.491       0.776     -8.6397 
          61     0.15000      COMB11 Combination         Min       8.047     -27.093       0.776     -8.6397 
          61     1.25000      COMB11 Combination         Min       8.047      -3.301       0.776     -8.6397 
          61     2.35000      COMB11 Combination         Min       8.047      20.491       0.776     -8.6397 
          61     0.15000      COMB12 Combination         Max       8.027     -26.773       0.744     -9.0191 
          61     1.25000      COMB12 Combination         Max       8.027      -2.982       0.744     -9.0191 
          61     2.35000      COMB12 Combination         Max       8.027      20.810       0.744     -9.0191 
          61     0.15000      COMB12 Combination         Min       8.027     -26.773       0.744     -9.0191 
          61     1.25000      COMB12 Combination         Min       8.027      -2.982       0.744     -9.0191 
          61     2.35000      COMB12 Combination         Min       8.027      20.810       0.744     -9.0191 
          61     0.15000      COMB13 Combination         Max       2.067     -27.271       1.056     -9.8807 
          61     1.25000      COMB13 Combination         Max       2.067      -3.480       1.056     -9.8807 
          61     2.35000      COMB13 Combination         Max       2.067      20.312       1.056     -9.8807 
          61     0.15000      COMB13 Combination         Min      -2.860     -38.422       1.055     -9.8807 
          61     1.25000      COMB13 Combination         Min      -2.860     -14.630       1.055     -9.8807 
          61     2.35000      COMB13 Combination         Min      -2.860       9.161       1.055     -9.8807 
          61     0.15000      COMB14 Combination         Max       0.409     -32.372       2.869     -8.1588 
          61     1.25000      COMB14 Combination         Max       0.409      -8.581       2.869     -8.1588 
          61     2.35000      COMB14 Combination         Max       0.409      15.211       2.869     -8.1588 
          61     0.15000      COMB14 Combination         Min      -1.202     -33.321      -0.758    -11.6025 
          61     1.25000      COMB14 Combination         Min      -1.202      -9.529      -0.758    -11.6025 
          61     2.35000      COMB14 Combination         Min      -1.202      14.262      -0.758    -11.6025 
          61     0.15000         INV Combination         Max       8.633     -20.802       2.869     -4.8611 
          61     1.25000         INV Combination         Max       8.633       2.990       2.869     -4.8611 
          61     2.35000         INV Combination         Max       8.633      26.781       2.869     -4.8611 
          61     0.15000         INV Combination         Min      -9.948     -38.422      -0.758    -11.6025 
          61     1.25000         INV Combination         Min      -9.948     -14.630      -0.758    -11.6025 
          61     2.35000         INV Combination         Min      -9.948       9.161      -0.758    -11.6025 
          62     0.15000          PP   LinStatic                  -0.301     -25.687      -0.197      0.6472 
          62     1.25000          PP   LinStatic                  -0.301      -1.895      -0.197      0.6472 
          62     2.35000          PP   LinStatic                  -0.301      21.896      -0.197      0.6472 
          62     0.15000        PERM   LinStatic                  -0.120       8.679      -0.465      1.4818 
          62     1.25000        PERM   LinStatic                  -0.120       8.679      -0.465      1.4818 
          62     2.35000        PERM   LinStatic                  -0.120       8.679      -0.465      1.4818 
          62     0.15000        NEVE   LinStatic                  -0.082       5.938      -0.318      1.0139 
          62     1.25000        NEVE   LinStatic                  -0.082       5.938      -0.318      1.0139 
          62     2.35000        NEVE   LinStatic                  -0.082       5.938      -0.318      1.0139 
          62     0.15000      VENTOX   LinStatic                  -0.889      -1.733       0.081     -0.2496 
          62     1.25000      VENTOX   LinStatic                  -0.889      -1.733       0.081     -0.2496 
          62     2.35000      VENTOX   LinStatic                  -0.889      -1.733       0.081     -0.2496 
          62     0.15000      VENTOY   LinStatic                  -0.927      -1.942      -2.113      0.2751 
          62     1.25000      VENTOY   LinStatic                  -0.927      -1.942      -2.113      0.2751 
          62     2.35000      VENTOY   LinStatic                  -0.927      -1.942      -2.113      0.2751 
          62     0.15000      SISMAX LinRespSpec         Max       1.740       4.601   3.342E-03   2.958E-05 
          62     1.25000      SISMAX LinRespSpec         Max       1.740       4.601   3.342E-03   2.958E-05 
          62     2.35000      SISMAX LinRespSpec         Max       1.740       4.601   3.342E-03   2.958E-05 
          62     0.15000      SISMAY LinRespSpec         Max       1.066       1.532       2.185      1.6220 
          62     1.25000      SISMAY LinRespSpec         Max       1.066       1.532       2.185      1.6220 
          62     2.35000      SISMAY LinRespSpec         Max       1.066       1.532       2.185      1.6220 
          62     0.15000        TERM   LinStatic                 -12.980      -2.629      -0.153      0.3467 
          62     1.25000        TERM   LinStatic                 -12.980      -2.629      -0.153      0.3467 
          62     2.35000        TERM   LinStatic                 -12.980      -2.629      -0.153      0.3467 
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          62     0.15000       COMB1 Combination         Max     -13.401     -19.637      -0.816      2.4758 
          62     1.25000       COMB1 Combination         Max     -13.401       4.155      -0.816      2.4758 
          62     2.35000       COMB1 Combination         Max     -13.401      27.947      -0.816      2.4758 
          62     0.15000       COMB1 Combination         Min     -13.401     -19.637      -0.816      2.4758 
          62     1.25000       COMB1 Combination         Min     -13.401       4.155      -0.816      2.4758 
          62     2.35000       COMB1 Combination         Min     -13.401      27.947      -0.816      2.4758 
          62     0.15000       COMB2 Combination         Max     -13.483     -13.698      -1.134      3.4896 
          62     1.25000       COMB2 Combination         Max     -13.483      10.093      -1.134      3.4896 
          62     2.35000       COMB2 Combination         Max     -13.483      33.885      -1.134      3.4896 
          62     0.15000       COMB2 Combination         Min     -13.483     -13.698      -1.134      3.4896 
          62     1.25000       COMB2 Combination         Min     -13.483      10.093      -1.134      3.4896 
          62     2.35000       COMB2 Combination         Min     -13.483      33.885      -1.134      3.4896 
          62     0.15000       COMB3 Combination         Max     -14.289     -21.370      -0.735      2.2262 
          62     1.25000       COMB3 Combination         Max     -14.289       2.421      -0.735      2.2262 
          62     2.35000       COMB3 Combination         Max     -14.289      26.213      -0.735      2.2262 
          62     0.15000       COMB3 Combination         Min     -14.289     -21.370      -0.735      2.2262 
          62     1.25000       COMB3 Combination         Min     -14.289       2.421      -0.735      2.2262 
          62     2.35000       COMB3 Combination         Min     -14.289      26.213      -0.735      2.2262 
          62     0.15000       COMB4 Combination         Max     -14.328     -21.579      -2.929      2.7509 
          62     1.25000       COMB4 Combination         Max     -14.328       2.213      -2.929      2.7509 
          62     2.35000       COMB4 Combination         Max     -14.328      26.004      -2.929      2.7509 
          62     0.15000       COMB4 Combination         Min     -14.328     -21.579      -2.929      2.7509 
          62     1.25000       COMB4 Combination         Min     -14.328       2.213      -2.929      2.7509 
          62     2.35000       COMB4 Combination         Min     -14.328      26.004      -2.929      2.7509 
          62     0.15000       COMB5 Combination         Max     -14.371     -15.432      -1.054      3.2400 
          62     1.25000       COMB5 Combination         Max     -14.371       8.360      -1.054      3.2400 
          62     2.35000       COMB5 Combination         Max     -14.371      32.151      -1.054      3.2400 
          62     0.15000       COMB5 Combination         Min     -14.371     -15.432      -1.054      3.2400 
          62     1.25000       COMB5 Combination         Min     -14.371       8.360      -1.054      3.2400 
          62     2.35000       COMB5 Combination         Min     -14.371      32.151      -1.054      3.2400 
          62     0.15000       COMB6 Combination         Max     -14.410     -15.640      -3.247      3.7647 
          62     1.25000       COMB6 Combination         Max     -14.410       8.151      -3.247      3.7647 
          62     2.35000       COMB6 Combination         Max     -14.410      31.943      -3.247      3.7647 
          62     0.15000       COMB6 Combination         Min     -14.410     -15.640      -3.247      3.7647 
          62     1.25000       COMB6 Combination         Min     -14.410       8.151      -3.247      3.7647 
          62     2.35000       COMB6 Combination         Min     -14.410      31.943      -3.247      3.7647 
          62     0.15000       COMB7 Combination         Max      12.560     -14.379      -0.509      1.7823 
          62     1.25000       COMB7 Combination         Max      12.560       9.413      -0.509      1.7823 
          62     2.35000       COMB7 Combination         Max      12.560      33.205      -0.509      1.7823 
          62     0.15000       COMB7 Combination         Min      12.560     -14.379      -0.509      1.7823 
          62     1.25000       COMB7 Combination         Min      12.560       9.413      -0.509      1.7823 
          62     2.35000       COMB7 Combination         Min      12.560      33.205      -0.509      1.7823 
          62     0.15000       COMB8 Combination         Max      12.478      -8.440      -0.828      2.7962 
          62     1.25000       COMB8 Combination         Max      12.478      15.351      -0.828      2.7962 
          62     2.35000       COMB8 Combination         Max      12.478      39.143      -0.828      2.7962 
          62     0.15000       COMB8 Combination         Min      12.478      -8.440      -0.828      2.7962 
          62     1.25000       COMB8 Combination         Min      12.478      15.351      -0.828      2.7962 
          62     2.35000       COMB8 Combination         Min      12.478      39.143      -0.828      2.7962 
          62     0.15000       COMB9 Combination         Max      11.672     -16.112      -0.428      1.5327 
          62     1.25000       COMB9 Combination         Max      11.672       7.679      -0.428      1.5327 
          62     2.35000       COMB9 Combination         Max      11.672      31.471      -0.428      1.5327 
          62     0.15000       COMB9 Combination         Min      11.672     -16.112      -0.428      1.5327 
          62     1.25000       COMB9 Combination         Min      11.672       7.679      -0.428      1.5327 
          62     2.35000       COMB9 Combination         Min      11.672      31.471      -0.428      1.5327 
          62     0.15000      COMB10 Combination         Max      11.633     -16.321      -2.622      2.0574 
          62     1.25000      COMB10 Combination         Max      11.633       7.471      -2.622      2.0574 
          62     2.35000      COMB10 Combination         Max      11.633      31.262      -2.622      2.0574 
          62     0.15000      COMB10 Combination         Min      11.633     -16.321      -2.622      2.0574 
          62     1.25000      COMB10 Combination         Min      11.633       7.471      -2.622      2.0574 
          62     2.35000      COMB10 Combination         Min      11.633      31.262      -2.622      2.0574 
          62     0.15000      COMB11 Combination         Max      11.590     -10.174      -0.747      2.5466 
          62     1.25000      COMB11 Combination         Max      11.590      13.618      -0.747      2.5466 
          62     2.35000      COMB11 Combination         Max      11.590      37.409      -0.747      2.5466 
          62     0.15000      COMB11 Combination         Min      11.590     -10.174      -0.747      2.5466 
          62     1.25000      COMB11 Combination         Min      11.590      13.618      -0.747      2.5466 
          62     2.35000      COMB11 Combination         Min      11.590      37.409      -0.747      2.5466 
          62     0.15000      COMB12 Combination         Max      11.551     -10.382      -2.940      3.0713 
          62     1.25000      COMB12 Combination         Max      11.551      13.409      -2.940      3.0713 
          62     2.35000      COMB12 Combination         Max      11.551      37.201      -2.940      3.0713 
          62     0.15000      COMB12 Combination         Min      11.551     -10.382      -2.940      3.0713 
          62     1.25000      COMB12 Combination         Min      11.551      13.409      -2.940      3.0713 
          62     2.35000      COMB12 Combination         Min      11.551      37.201      -2.940      3.0713 
          62     0.15000      COMB13 Combination         Max       1.238      -6.468      -0.978      3.1429 
          62     1.25000      COMB13 Combination         Max       1.238      17.323      -0.978      3.1429 
          62     2.35000      COMB13 Combination         Max       1.238      41.115      -0.978      3.1429 
          62     0.15000      COMB13 Combination         Min      -2.242     -15.670      -0.984      3.1428 
          62     1.25000      COMB13 Combination         Min      -2.242       8.121      -0.984      3.1428 
          62     2.35000      COMB13 Combination         Min      -2.242      31.913      -0.984      3.1428 
          62     0.15000      COMB14 Combination         Max       0.564      -9.538       1.204      4.7649 
          62     1.25000      COMB14 Combination         Max       0.564      14.254       1.204      4.7649 
          62     2.35000      COMB14 Combination         Max       0.564      38.045       1.204      4.7649 
          62     0.15000      COMB14 Combination         Min      -1.568     -12.601      -3.166      1.5209 
          62     1.25000      COMB14 Combination         Min      -1.568      11.191      -3.166      1.5209 
          62     2.35000      COMB14 Combination         Min      -1.568      34.982      -3.166      1.5209 
          62     0.15000         INV Combination         Max      12.560      -6.468       1.204      4.7649 
          62     1.25000         INV Combination         Max      12.560      17.323       1.204      4.7649 
          62     2.35000         INV Combination         Max      12.560      41.115       1.204      4.7649 
          62     0.15000         INV Combination         Min     -14.410     -21.579      -3.247      1.5209 
          62     1.25000         INV Combination         Min     -14.410       2.213      -3.247      1.5209 
          62     2.35000         INV Combination         Min     -14.410      26.004      -3.247      1.5209 
          63     0.15000          PP   LinStatic                  -0.302     -21.296       0.218     -0.6336 
          63     1.25000          PP   LinStatic                  -0.302       2.495       0.218     -0.6336 
          63     2.35000          PP   LinStatic                  -0.302      26.287       0.218     -0.6336 
          63     0.15000        PERM   LinStatic                  -0.142      -8.020       0.743     -2.2468 
          63     1.25000        PERM   LinStatic                  -0.142      -8.020       0.743     -2.2468 
          63     2.35000        PERM   LinStatic                  -0.142      -8.020       0.743     -2.2468 
          63     0.15000        NEVE   LinStatic                  -0.097      -5.487       0.508     -1.5373 
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          63     1.25000        NEVE   LinStatic                  -0.097      -5.487       0.508     -1.5373 
          63     2.35000        NEVE   LinStatic                  -0.097      -5.487       0.508     -1.5373 
          63     0.15000      VENTOX   LinStatic                  -1.091       1.086      -0.123      0.3784 
          63     1.25000      VENTOX   LinStatic                  -1.091       1.086      -0.123      0.3784 
          63     2.35000      VENTOX   LinStatic                  -1.091       1.086      -0.123      0.3784 
          63     0.15000      VENTOY   LinStatic                  -1.116       1.336       0.566     -0.0988 
          63     1.25000      VENTOY   LinStatic                  -1.116       1.336       0.566     -0.0988 
          63     2.35000      VENTOY   LinStatic                  -1.116       1.336       0.566     -0.0988 
          63     0.15000      SISMAX LinRespSpec         Max       2.176       4.488   3.323E-03   3.228E-05 
          63     1.25000      SISMAX LinRespSpec         Max       2.176       4.488   3.323E-03   3.228E-05 
          63     2.35000      SISMAX LinRespSpec         Max       2.176       4.488   3.323E-03   3.228E-05 
          63     0.15000      SISMAY LinRespSpec         Max       1.274       0.452       0.720      1.7650 
          63     1.25000      SISMAY LinRespSpec         Max       1.274       0.452       0.720      1.7650 
          63     2.35000      SISMAY LinRespSpec         Max       1.274       0.452       0.720      1.7650 
          63     0.15000        TERM   LinStatic                 -14.680      -1.792       0.173     -0.3401 
          63     1.25000        TERM   LinStatic                 -14.680      -1.792       0.173     -0.3401 
          63     2.35000        TERM   LinStatic                 -14.680      -1.792       0.173     -0.3401 
          63     0.15000       COMB1 Combination         Max     -15.123     -31.108       1.134     -3.2205 
          63     1.25000       COMB1 Combination         Max     -15.123      -7.317       1.134     -3.2205 
          63     2.35000       COMB1 Combination         Max     -15.123      16.475       1.134     -3.2205 
          63     0.15000       COMB1 Combination         Min     -15.123     -31.108       1.134     -3.2205 
          63     1.25000       COMB1 Combination         Min     -15.123      -7.317       1.134     -3.2205 
          63     2.35000       COMB1 Combination         Min     -15.123      16.475       1.134     -3.2205 
          63     0.15000       COMB2 Combination         Max     -15.220     -36.595       1.642     -4.7577 
          63     1.25000       COMB2 Combination         Max     -15.220     -12.804       1.642     -4.7577 
          63     2.35000       COMB2 Combination         Max     -15.220      10.988       1.642     -4.7577 
          63     0.15000       COMB2 Combination         Min     -15.220     -36.595       1.642     -4.7577 
          63     1.25000       COMB2 Combination         Min     -15.220     -12.804       1.642     -4.7577 
          63     2.35000       COMB2 Combination         Min     -15.220      10.988       1.642     -4.7577 
          63     0.15000       COMB3 Combination         Max     -16.214     -30.022       1.011     -2.8421 
          63     1.25000       COMB3 Combination         Max     -16.214      -6.231       1.011     -2.8421 
          63     2.35000       COMB3 Combination         Max     -16.214      17.561       1.011     -2.8421 
          63     0.15000       COMB3 Combination         Min     -16.214     -30.022       1.011     -2.8421 
          63     1.25000       COMB3 Combination         Min     -16.214      -6.231       1.011     -2.8421 
          63     2.35000       COMB3 Combination         Min     -16.214      17.561       1.011     -2.8421 
          63     0.15000       COMB4 Combination         Max     -16.239     -29.772       1.700     -3.3193 
          63     1.25000       COMB4 Combination         Max     -16.239      -5.981       1.700     -3.3193 
          63     2.35000       COMB4 Combination         Max     -16.239      17.811       1.700     -3.3193 
          63     0.15000       COMB4 Combination         Min     -16.239     -29.772       1.700     -3.3193 
          63     1.25000       COMB4 Combination         Min     -16.239      -5.981       1.700     -3.3193 
          63     2.35000       COMB4 Combination         Min     -16.239      17.811       1.700     -3.3193 
          63     0.15000       COMB5 Combination         Max     -16.311     -35.509       1.519     -4.3794 
          63     1.25000       COMB5 Combination         Max     -16.311     -11.718       1.519     -4.3794 
          63     2.35000       COMB5 Combination         Max     -16.311      12.074       1.519     -4.3794 
          63     0.15000       COMB5 Combination         Min     -16.311     -35.509       1.519     -4.3794 
          63     1.25000       COMB5 Combination         Min     -16.311     -11.718       1.519     -4.3794 
          63     2.35000       COMB5 Combination         Min     -16.311      12.074       1.519     -4.3794 
          63     0.15000       COMB6 Combination         Max     -16.335     -35.260       2.209     -4.8566 
          63     1.25000       COMB6 Combination         Max     -16.335     -11.468       2.209     -4.8566 
          63     2.35000       COMB6 Combination         Max     -16.335      12.324       2.209     -4.8566 
          63     0.15000       COMB6 Combination         Min     -16.335     -35.260       2.209     -4.8566 
          63     1.25000       COMB6 Combination         Min     -16.335     -11.468       2.209     -4.8566 
          63     2.35000       COMB6 Combination         Min     -16.335      12.324       2.209     -4.8566 
          63     0.15000       COMB7 Combination         Max      14.236     -27.523       0.788     -2.5403 
          63     1.25000       COMB7 Combination         Max      14.236      -3.732       0.788     -2.5403 
          63     2.35000       COMB7 Combination         Max      14.236      20.060       0.788     -2.5403 
          63     0.15000       COMB7 Combination         Min      14.236     -27.523       0.788     -2.5403 
          63     1.25000       COMB7 Combination         Min      14.236      -3.732       0.788     -2.5403 
          63     2.35000       COMB7 Combination         Min      14.236      20.060       0.788     -2.5403 
          63     0.15000       COMB8 Combination         Max      14.139     -33.011       1.297     -4.0776 
          63     1.25000       COMB8 Combination         Max      14.139      -9.219       1.297     -4.0776 
          63     2.35000       COMB8 Combination         Max      14.139      14.573       1.297     -4.0776 
          63     0.15000       COMB8 Combination         Min      14.139     -33.011       1.297     -4.0776 
          63     1.25000       COMB8 Combination         Min      14.139      -9.219       1.297     -4.0776 
          63     2.35000       COMB8 Combination         Min      14.139      14.573       1.297     -4.0776 
          63     0.15000       COMB9 Combination         Max      13.145     -26.437       0.666     -2.1619 
          63     1.25000       COMB9 Combination         Max      13.145      -2.646       0.666     -2.1619 
          63     2.35000       COMB9 Combination         Max      13.145      21.146       0.666     -2.1619 
          63     0.15000       COMB9 Combination         Min      13.145     -26.437       0.666     -2.1619 
          63     1.25000       COMB9 Combination         Min      13.145      -2.646       0.666     -2.1619 
          63     2.35000       COMB9 Combination         Min      13.145      21.146       0.666     -2.1619 
          63     0.15000      COMB10 Combination         Max      13.121     -26.188       1.355     -2.6391 
          63     1.25000      COMB10 Combination         Max      13.121      -2.396       1.355     -2.6391 
          63     2.35000      COMB10 Combination         Max      13.121      21.396       1.355     -2.6391 
          63     0.15000      COMB10 Combination         Min      13.121     -26.188       1.355     -2.6391 
          63     1.25000      COMB10 Combination         Min      13.121      -2.396       1.355     -2.6391 
          63     2.35000      COMB10 Combination         Min      13.121      21.396       1.355     -2.6391 
          63     0.15000      COMB11 Combination         Max      13.048     -31.925       1.174     -3.6992 
          63     1.25000      COMB11 Combination         Max      13.048      -8.133       1.174     -3.6992 
          63     2.35000      COMB11 Combination         Max      13.048      15.659       1.174     -3.6992 
          63     0.15000      COMB11 Combination         Min      13.048     -31.925       1.174     -3.6992 
          63     1.25000      COMB11 Combination         Min      13.048      -8.133       1.174     -3.6992 
          63     2.35000      COMB11 Combination         Min      13.048      15.659       1.174     -3.6992 
          63     0.15000      COMB12 Combination         Max      13.024     -31.675       1.863     -4.1764 
          63     1.25000      COMB12 Combination         Max      13.024      -7.883       1.863     -4.1764 
          63     2.35000      COMB12 Combination         Max      13.024      15.908       1.863     -4.1764 
          63     0.15000      COMB12 Combination         Min      13.024     -31.675       1.863     -4.1764 
          63     1.25000      COMB12 Combination         Min      13.024      -7.883       1.863     -4.1764 
          63     2.35000      COMB12 Combination         Min      13.024      15.908       1.863     -4.1764 
          63     0.15000      COMB13 Combination         Max       1.636     -30.315       1.473     -4.4176 
          63     1.25000      COMB13 Combination         Max       1.636      -6.524       1.473     -4.4176 
          63     2.35000      COMB13 Combination         Max       1.636      17.268       1.473     -4.4176 
          63     0.15000      COMB13 Combination         Min      -2.716     -39.291       1.466     -4.4177 
          63     1.25000      COMB13 Combination         Min      -2.716     -15.499       1.466     -4.4177 
          63     2.35000      COMB13 Combination         Min      -2.716       8.293       1.466     -4.4177 
          63     0.15000      COMB14 Combination         Max       0.734     -34.350       2.190     -2.6526 
          63     1.25000      COMB14 Combination         Max       0.734     -10.559       2.190     -2.6526 
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          63     2.35000      COMB14 Combination         Max       0.734      13.233       2.190     -2.6526 
          63     0.15000      COMB14 Combination         Min      -1.814     -35.255       0.749     -6.1827 
          63     1.25000      COMB14 Combination         Min      -1.814     -11.464       0.749     -6.1827 
          63     2.35000      COMB14 Combination         Min      -1.814      12.328       0.749     -6.1827 
          63     0.15000         INV Combination         Max      14.236     -26.188       2.209     -2.1619 
          63     1.25000         INV Combination         Max      14.236      -2.396       2.209     -2.1619 
          63     2.35000         INV Combination         Max      14.236      21.396       2.209     -2.1619 
          63     0.15000         INV Combination         Min     -16.335     -39.291       0.666     -6.1827 
          63     1.25000         INV Combination         Min     -16.335     -15.499       0.666     -6.1827 
          63     2.35000         INV Combination         Min     -16.335       8.293       0.666     -6.1827 
          64     0.15000          PP   LinStatic                  -0.308     -26.417      -0.207      0.6441 
          64     1.25000          PP   LinStatic                  -0.308      -2.625      -0.207      0.6441 
          64     2.35000          PP   LinStatic                  -0.308      21.167      -0.207      0.6441 
          64     0.15000        PERM   LinStatic                  -0.171       8.199      -0.606      1.8937 
          64     1.25000        PERM   LinStatic                  -0.171       8.199      -0.606      1.8937 
          64     2.35000        PERM   LinStatic                  -0.171       8.199      -0.606      1.8937 
          64     0.15000        NEVE   LinStatic                  -0.117       5.610      -0.414      1.2957 
          64     1.25000        NEVE   LinStatic                  -0.117       5.610      -0.414      1.2957 
          64     2.35000        NEVE   LinStatic                  -0.117       5.610      -0.414      1.2957 
          64     0.15000      VENTOX   LinStatic                  -1.440      -1.647       0.091     -0.3190 
          64     1.25000      VENTOX   LinStatic                  -1.440      -1.647       0.091     -0.3190 
          64     2.35000      VENTOX   LinStatic                  -1.440      -1.647       0.091     -0.3190 
          64     0.15000      VENTOY   LinStatic                  -1.463      -1.859      -1.324      0.2552 
          64     1.25000      VENTOY   LinStatic                  -1.463      -1.859      -1.324      0.2552 
          64     2.35000      VENTOY   LinStatic                  -1.463      -1.859      -1.324      0.2552 
          64     0.15000      SISMAX LinRespSpec         Max       1.449       4.523       0.016   9.110E-05 
          64     1.25000      SISMAX LinRespSpec         Max       1.449       4.523       0.016   9.110E-05 
          64     2.35000      SISMAX LinRespSpec         Max       1.449       4.523       0.016   9.110E-05 
          64     0.15000      SISMAY LinRespSpec         Max       1.528       1.471       0.887      1.4748 
          64     1.25000      SISMAY LinRespSpec         Max       1.528       1.471       0.887      1.4748 
          64     2.35000      SISMAY LinRespSpec         Max       1.528       1.471       0.887      1.4748 
          64     0.15000        TERM   LinStatic                 -16.523      -0.903      -0.165      0.3422 
          64     1.25000        TERM   LinStatic                 -16.523      -0.903      -0.165      0.3422 
          64     2.35000        TERM   LinStatic                 -16.523      -0.903      -0.165      0.3422 
          64     0.15000       COMB1 Combination         Max     -17.001     -19.121      -0.977      2.8800 
          64     1.25000       COMB1 Combination         Max     -17.001       4.671      -0.977      2.8800 
          64     2.35000       COMB1 Combination         Max     -17.001      28.462      -0.977      2.8800 
          64     0.15000       COMB1 Combination         Min     -17.001     -19.121      -0.977      2.8800 
          64     1.25000       COMB1 Combination         Min     -17.001       4.671      -0.977      2.8800 
          64     2.35000       COMB1 Combination         Min     -17.001      28.462      -0.977      2.8800 
          64     0.15000       COMB2 Combination         Max     -17.118     -13.511      -1.391      4.1757 
          64     1.25000       COMB2 Combination         Max     -17.118      10.281      -1.391      4.1757 
          64     2.35000       COMB2 Combination         Max     -17.118      34.072      -1.391      4.1757 
          64     0.15000       COMB2 Combination         Min     -17.118     -13.511      -1.391      4.1757 
          64     1.25000       COMB2 Combination         Min     -17.118      10.281      -1.391      4.1757 
          64     2.35000       COMB2 Combination         Min     -17.118      34.072      -1.391      4.1757 
          64     0.15000       COMB3 Combination         Max     -18.441     -20.768      -0.886      2.5611 
          64     1.25000       COMB3 Combination         Max     -18.441       3.024      -0.886      2.5611 
          64     2.35000       COMB3 Combination         Max     -18.441      26.815      -0.886      2.5611 
          64     0.15000       COMB3 Combination         Min     -18.441     -20.768      -0.886      2.5611 
          64     1.25000       COMB3 Combination         Min     -18.441       3.024      -0.886      2.5611 
          64     2.35000       COMB3 Combination         Min     -18.441      26.815      -0.886      2.5611 
          64     0.15000       COMB4 Combination         Max     -18.464     -20.980      -2.300      3.1352 
          64     1.25000       COMB4 Combination         Max     -18.464       2.812      -2.300      3.1352 
          64     2.35000       COMB4 Combination         Max     -18.464      26.603      -2.300      3.1352 
          64     0.15000       COMB4 Combination         Min     -18.464     -20.980      -2.300      3.1352 
          64     1.25000       COMB4 Combination         Min     -18.464       2.812      -2.300      3.1352 
          64     2.35000       COMB4 Combination         Min     -18.464      26.603      -2.300      3.1352 
          64     0.15000       COMB5 Combination         Max     -18.558     -15.158      -1.300      3.8568 
          64     1.25000       COMB5 Combination         Max     -18.558       8.633      -1.300      3.8568 
          64     2.35000       COMB5 Combination         Max     -18.558      32.425      -1.300      3.8568 
          64     0.15000       COMB5 Combination         Min     -18.558     -15.158      -1.300      3.8568 
          64     1.25000       COMB5 Combination         Min     -18.558       8.633      -1.300      3.8568 
          64     2.35000       COMB5 Combination         Min     -18.558      32.425      -1.300      3.8568 
          64     0.15000       COMB6 Combination         Max     -18.581     -15.370      -2.715      4.4310 
          64     1.25000       COMB6 Combination         Max     -18.581       8.422      -2.715      4.4310 
          64     2.35000       COMB6 Combination         Max     -18.581      32.213      -2.715      4.4310 
          64     0.15000       COMB6 Combination         Min     -18.581     -15.370      -2.715      4.4310 
          64     1.25000       COMB6 Combination         Min     -18.581       8.422      -2.715      4.4310 
          64     2.35000       COMB6 Combination         Min     -18.581      32.213      -2.715      4.4310 
          64     0.15000       COMB7 Combination         Max      16.044     -17.314      -0.648      2.1956 
          64     1.25000       COMB7 Combination         Max      16.044       6.477      -0.648      2.1956 
          64     2.35000       COMB7 Combination         Max      16.044      30.269      -0.648      2.1956 
          64     0.15000       COMB7 Combination         Min      16.044     -17.314      -0.648      2.1956 
          64     1.25000       COMB7 Combination         Min      16.044       6.477      -0.648      2.1956 
          64     2.35000       COMB7 Combination         Min      16.044      30.269      -0.648      2.1956 
          64     0.15000       COMB8 Combination         Max      15.927     -11.704      -1.062      3.4913 
          64     1.25000       COMB8 Combination         Max      15.927      12.087      -1.062      3.4913 
          64     2.35000       COMB8 Combination         Max      15.927      35.879      -1.062      3.4913 
          64     0.15000       COMB8 Combination         Min      15.927     -11.704      -1.062      3.4913 
          64     1.25000       COMB8 Combination         Min      15.927      12.087      -1.062      3.4913 
          64     2.35000       COMB8 Combination         Min      15.927      35.879      -1.062      3.4913 
          64     0.15000       COMB9 Combination         Max      14.604     -18.961      -0.557      1.8766 
          64     1.25000       COMB9 Combination         Max      14.604       4.830      -0.557      1.8766 
          64     2.35000       COMB9 Combination         Max      14.604      28.622      -0.557      1.8766 
          64     0.15000       COMB9 Combination         Min      14.604     -18.961      -0.557      1.8766 
          64     1.25000       COMB9 Combination         Min      14.604       4.830      -0.557      1.8766 
          64     2.35000       COMB9 Combination         Min      14.604      28.622      -0.557      1.8766 
          64     0.15000      COMB10 Combination         Max      14.581     -19.173      -1.971      2.4508 
          64     1.25000      COMB10 Combination         Max      14.581       4.618      -1.971      2.4508 
          64     2.35000      COMB10 Combination         Max      14.581      28.410      -1.971      2.4508 
          64     0.15000      COMB10 Combination         Min      14.581     -19.173      -1.971      2.4508 
          64     1.25000      COMB10 Combination         Min      14.581       4.618      -1.971      2.4508 
          64     2.35000      COMB10 Combination         Min      14.581      28.410      -1.971      2.4508 
          64     0.15000      COMB11 Combination         Max      14.487     -13.351      -0.971      3.1723 
          64     1.25000      COMB11 Combination         Max      14.487      10.440      -0.971      3.1723 
          64     2.35000      COMB11 Combination         Max      14.487      34.232      -0.971      3.1723 
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          64     0.15000      COMB11 Combination         Min      14.487     -13.351      -0.971      3.1723 
          64     1.25000      COMB11 Combination         Min      14.487      10.440      -0.971      3.1723 
          64     2.35000      COMB11 Combination         Min      14.487      34.232      -0.971      3.1723 
          64     0.15000      COMB12 Combination         Max      14.464     -13.563      -2.386      3.7465 
          64     1.25000      COMB12 Combination         Max      14.464      10.228      -2.386      3.7465 
          64     2.35000      COMB12 Combination         Max      14.464      34.020      -2.386      3.7465 
          64     0.15000      COMB12 Combination         Min      14.464     -13.563      -2.386      3.7465 
          64     1.25000      COMB12 Combination         Min      14.464      10.228      -2.386      3.7465 
          64     2.35000      COMB12 Combination         Min      14.464      34.020      -2.386      3.7465 
          64     0.15000      COMB13 Combination         Max       0.854      -8.085      -1.210      3.8336 
          64     1.25000      COMB13 Combination         Max       0.854      15.707      -1.210      3.8336 
          64     2.35000      COMB13 Combination         Max       0.854      39.498      -1.210      3.8336 
          64     0.15000      COMB13 Combination         Min      -2.044     -17.130      -1.243      3.8334 
          64     1.25000      COMB13 Combination         Min      -2.044       6.661      -1.243      3.8334 
          64     2.35000      COMB13 Combination         Min      -2.044      30.453      -1.243      3.8334 
          64     0.15000      COMB14 Combination         Max       0.933     -11.137      -0.339      5.3083 
          64     1.25000      COMB14 Combination         Max       0.933      12.655      -0.339      5.3083 
          64     2.35000      COMB14 Combination         Max       0.933      36.447      -0.339      5.3083 
          64     0.15000      COMB14 Combination         Min      -2.124     -14.079      -2.114      2.3587 
          64     1.25000      COMB14 Combination         Min      -2.124       9.713      -2.114      2.3587 
          64     2.35000      COMB14 Combination         Min      -2.124      33.505      -2.114      2.3587 
          64     0.15000         INV Combination         Max      16.044      -8.085      -0.339      5.3083 
          64     1.25000         INV Combination         Max      16.044      15.707      -0.339      5.3083 
          64     2.35000         INV Combination         Max      16.044      39.498      -0.339      5.3083 
          64     0.15000         INV Combination         Min     -18.581     -20.980      -2.715      1.8766 
          64     1.25000         INV Combination         Min     -18.581       2.812      -2.715      1.8766 
          64     2.35000         INV Combination         Min     -18.581      26.603      -2.715      1.8766 
          65     0.15000          PP   LinStatic                  -0.313     -21.297       0.208     -0.6346 
          65     1.25000          PP   LinStatic                  -0.313       2.494       0.208     -0.6346 
          65     2.35000          PP   LinStatic                  -0.313      26.286       0.208     -0.6346 
          65     0.15000        PERM   LinStatic                  -0.185      -8.240       0.627     -1.9077 
          65     1.25000        PERM   LinStatic                  -0.185      -8.240       0.627     -1.9077 
          65     2.35000        PERM   LinStatic                  -0.185      -8.240       0.627     -1.9077 
          65     0.15000        NEVE   LinStatic                  -0.127      -5.638       0.429     -1.3052 
          65     1.25000        NEVE   LinStatic                  -0.127      -5.638       0.429     -1.3052 
          65     2.35000        NEVE   LinStatic                  -0.127      -5.638       0.429     -1.3052 
          65     0.15000      VENTOX   LinStatic                  -1.644       1.120      -0.117      0.3213 
          65     1.25000      VENTOX   LinStatic                  -1.644       1.120      -0.117      0.3213 
          65     2.35000      VENTOX   LinStatic                  -1.644       1.120      -0.117      0.3213 
          65     0.15000      VENTOY   LinStatic                  -1.654       1.352       1.378     -0.1643 
          65     1.25000      VENTOY   LinStatic                  -1.654       1.352       1.378     -0.1643 
          65     2.35000      VENTOY   LinStatic                  -1.654       1.352       1.378     -0.1643 
          65     0.15000      SISMAX LinRespSpec         Max       1.884       4.540       0.016   2.645E-05 
          65     1.25000      SISMAX LinRespSpec         Max       1.884       4.540       0.016   2.645E-05 
          65     2.35000      SISMAX LinRespSpec         Max       1.884       4.540       0.016   2.645E-05 
          65     0.15000      SISMAY LinRespSpec         Max       1.737       0.520       1.380      1.7051 
          65     1.25000      SISMAY LinRespSpec         Max       1.737       0.520       1.380      1.7051 
          65     2.35000      SISMAY LinRespSpec         Max       1.737       0.520       1.380      1.7051 
          65     0.15000        TERM   LinStatic                 -16.971      -0.229       0.161     -0.3442 
          65     1.25000        TERM   LinStatic                 -16.971      -0.229       0.161     -0.3442 
          65     2.35000        TERM   LinStatic                 -16.971      -0.229       0.161     -0.3442 
          65     0.15000       COMB1 Combination         Max     -17.469     -29.766       0.996     -2.8864 
          65     1.25000       COMB1 Combination         Max     -17.469      -5.974       0.996     -2.8864 
          65     2.35000       COMB1 Combination         Max     -17.469      17.818       0.996     -2.8864 
          65     0.15000       COMB1 Combination         Min     -17.469     -29.766       0.996     -2.8864 
          65     1.25000       COMB1 Combination         Min     -17.469      -5.974       0.996     -2.8864 
          65     2.35000       COMB1 Combination         Min     -17.469      17.818       0.996     -2.8864 
          65     0.15000       COMB2 Combination         Max     -17.595     -35.403       1.424     -4.1916 
          65     1.25000       COMB2 Combination         Max     -17.595     -11.612       1.424     -4.1916 
          65     2.35000       COMB2 Combination         Max     -17.595      12.180       1.424     -4.1916 
          65     0.15000       COMB2 Combination         Min     -17.595     -35.403       1.424     -4.1916 
          65     1.25000       COMB2 Combination         Min     -17.595     -11.612       1.424     -4.1916 
          65     2.35000       COMB2 Combination         Min     -17.595      12.180       1.424     -4.1916 
          65     0.15000       COMB3 Combination         Max     -19.113     -28.646       0.879     -2.5651 
          65     1.25000       COMB3 Combination         Max     -19.113      -4.854       0.879     -2.5651 
          65     2.35000       COMB3 Combination         Max     -19.113      18.938       0.879     -2.5651 
          65     0.15000       COMB3 Combination         Min     -19.113     -28.646       0.879     -2.5651 
          65     1.25000       COMB3 Combination         Min     -19.113      -4.854       0.879     -2.5651 
          65     2.35000       COMB3 Combination         Min     -19.113      18.938       0.879     -2.5651 
          65     0.15000       COMB4 Combination         Max     -19.122     -28.414       2.374     -3.0507 
          65     1.25000       COMB4 Combination         Max     -19.122      -4.622       2.374     -3.0507 
          65     2.35000       COMB4 Combination         Max     -19.122      19.170       2.374     -3.0507 
          65     0.15000       COMB4 Combination         Min     -19.122     -28.414       2.374     -3.0507 
          65     1.25000       COMB4 Combination         Min     -19.122      -4.622       2.374     -3.0507 
          65     2.35000       COMB4 Combination         Min     -19.122      19.170       2.374     -3.0507 
          65     0.15000       COMB5 Combination         Max     -19.240     -34.283       1.307     -3.8703 
          65     1.25000       COMB5 Combination         Max     -19.240     -10.492       1.307     -3.8703 
          65     2.35000       COMB5 Combination         Max     -19.240      13.300       1.307     -3.8703 
          65     0.15000       COMB5 Combination         Min     -19.240     -34.283       1.307     -3.8703 
          65     1.25000       COMB5 Combination         Min     -19.240     -10.492       1.307     -3.8703 
          65     2.35000       COMB5 Combination         Min     -19.240      13.300       1.307     -3.8703 
          65     0.15000       COMB6 Combination         Max     -19.249     -34.051       2.802     -4.3560 
          65     1.25000       COMB6 Combination         Max     -19.249     -10.260       2.802     -4.3560 
          65     2.35000       COMB6 Combination         Max     -19.249      13.532       2.802     -4.3560 
          65     0.15000       COMB6 Combination         Min     -19.249     -34.051       2.802     -4.3560 
          65     1.25000       COMB6 Combination         Min     -19.249     -10.260       2.802     -4.3560 
          65     2.35000       COMB6 Combination         Min     -19.249      13.532       2.802     -4.3560 
          65     0.15000       COMB7 Combination         Max      16.473     -29.308       0.673     -2.1981 
          65     1.25000       COMB7 Combination         Max      16.473      -5.517       0.673     -2.1981 
          65     2.35000       COMB7 Combination         Max      16.473      18.275       0.673     -2.1981 
          65     0.15000       COMB7 Combination         Min      16.473     -29.308       0.673     -2.1981 
          65     1.25000       COMB7 Combination         Min      16.473      -5.517       0.673     -2.1981 
          65     2.35000       COMB7 Combination         Min      16.473      18.275       0.673     -2.1981 
          65     0.15000       COMB8 Combination         Max      16.347     -34.946       1.102     -3.5033 
          65     1.25000       COMB8 Combination         Max      16.347     -11.154       1.102     -3.5033 
          65     2.35000       COMB8 Combination         Max      16.347      12.637       1.102     -3.5033 
          65     0.15000       COMB8 Combination         Min      16.347     -34.946       1.102     -3.5033 
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          65     1.25000       COMB8 Combination         Min      16.347     -11.154       1.102     -3.5033 
          65     2.35000       COMB8 Combination         Min      16.347      12.637       1.102     -3.5033 
          65     0.15000       COMB9 Combination         Max      14.829     -28.188       0.556     -1.8768 
          65     1.25000       COMB9 Combination         Max      14.829      -4.397       0.556     -1.8768 
          65     2.35000       COMB9 Combination         Max      14.829      19.395       0.556     -1.8768 
          65     0.15000       COMB9 Combination         Min      14.829     -28.188       0.556     -1.8768 
          65     1.25000       COMB9 Combination         Min      14.829      -4.397       0.556     -1.8768 
          65     2.35000       COMB9 Combination         Min      14.829      19.395       0.556     -1.8768 
          65     0.15000      COMB10 Combination         Max      14.820     -27.956       2.051     -2.3624 
          65     1.25000      COMB10 Combination         Max      14.820      -4.165       2.051     -2.3624 
          65     2.35000      COMB10 Combination         Max      14.820      19.627       2.051     -2.3624 
          65     0.15000      COMB10 Combination         Min      14.820     -27.956       2.051     -2.3624 
          65     1.25000      COMB10 Combination         Min      14.820      -4.165       2.051     -2.3624 
          65     2.35000      COMB10 Combination         Min      14.820      19.627       2.051     -2.3624 
          65     0.15000      COMB11 Combination         Max      14.702     -33.826       0.985     -3.1820 
          65     1.25000      COMB11 Combination         Max      14.702     -10.034       0.985     -3.1820 
          65     2.35000      COMB11 Combination         Max      14.702      13.757       0.985     -3.1820 
          65     0.15000      COMB11 Combination         Min      14.702     -33.826       0.985     -3.1820 
          65     1.25000      COMB11 Combination         Min      14.702     -10.034       0.985     -3.1820 
          65     2.35000      COMB11 Combination         Min      14.702      13.757       0.985     -3.1820 
          65     0.15000      COMB12 Combination         Max      14.693     -33.594       2.480     -3.6677 
          65     1.25000      COMB12 Combination         Max      14.693      -9.803       2.480     -3.6677 
          65     2.35000      COMB12 Combination         Max      14.693      13.989       2.480     -3.6677 
          65     0.15000      COMB12 Combination         Min      14.693     -33.594       2.480     -3.6677 
          65     1.25000      COMB12 Combination         Min      14.693      -9.803       2.480     -3.6677 
          65     2.35000      COMB12 Combination         Min      14.693      13.989       2.480     -3.6677 
          65     0.15000      COMB13 Combination         Max       1.259     -30.635       1.280     -3.8475 
          65     1.25000      COMB13 Combination         Max       1.259      -6.843       1.280     -3.8475 
          65     2.35000      COMB13 Combination         Max       1.259      16.949       1.280     -3.8475 
          65     0.15000      COMB13 Combination         Min      -2.508     -39.714       1.247     -3.8475 
          65     1.25000      COMB13 Combination         Min      -2.508     -15.923       1.247     -3.8475 
          65     2.35000      COMB13 Combination         Min      -2.508       7.869       1.247     -3.8475 
          65     0.15000      COMB14 Combination         Max       1.113     -34.655       2.643     -2.1424 
          65     1.25000      COMB14 Combination         Max       1.113     -10.863       2.643     -2.1424 
          65     2.35000      COMB14 Combination         Max       1.113      12.928       2.643     -2.1424 
          65     0.15000      COMB14 Combination         Min      -2.362     -35.694      -0.117     -5.5526 
          65     1.25000      COMB14 Combination         Min      -2.362     -11.903      -0.117     -5.5526 
          65     2.35000      COMB14 Combination         Min      -2.362      11.889      -0.117     -5.5526 
          65     0.15000         INV Combination         Max      16.473     -27.956       2.802     -1.8768 
          65     1.25000         INV Combination         Max      16.473      -4.165       2.802     -1.8768 
          65     2.35000         INV Combination         Max      16.473      19.627       2.802     -1.8768 
          65     0.15000         INV Combination         Min     -19.249     -39.714      -0.117     -5.5526 
          65     1.25000         INV Combination         Min     -19.249     -15.923      -0.117     -5.5526 
          65     2.35000         INV Combination         Min     -19.249       7.869      -0.117     -5.5526 
          66     0.15000          PP   LinStatic                  -0.320     -26.213      -0.251      0.6789 
          66     1.25000          PP   LinStatic                  -0.320      -2.421      -0.251      0.6789 
          66     2.35000          PP   LinStatic                  -0.320      21.370      -0.251      0.6789 
          66     0.15000        PERM   LinStatic                  -0.205       8.151      -0.769      2.1810 
          66     1.25000        PERM   LinStatic                  -0.205       8.151      -0.769      2.1810 
          66     2.35000        PERM   LinStatic                  -0.205       8.151      -0.769      2.1810 
          66     0.15000        NEVE   LinStatic                  -0.140       5.577      -0.526      1.4923 
          66     1.25000        NEVE   LinStatic                  -0.140       5.577      -0.526      1.4923 
          66     2.35000        NEVE   LinStatic                  -0.140       5.577      -0.526      1.4923 
          66     0.15000      VENTOX   LinStatic                  -1.996      -1.649       0.075     -0.3669 
          66     1.25000      VENTOX   LinStatic                  -1.996      -1.649       0.075     -0.3669 
          66     2.35000      VENTOX   LinStatic                  -1.996      -1.649       0.075     -0.3669 
          66     0.15000      VENTOY   LinStatic                  -1.978      -1.821      -0.266      0.3018 
          66     1.25000      VENTOY   LinStatic                  -1.978      -1.821      -0.266      0.3018 
          66     2.35000      VENTOY   LinStatic                  -1.978      -1.821      -0.266      0.3018 
          66     0.15000      SISMAX LinRespSpec         Max       1.156       4.486       0.078   1.587E-04 
          66     1.25000      SISMAX LinRespSpec         Max       1.156       4.486       0.078   1.587E-04 
          66     2.35000      SISMAX LinRespSpec         Max       1.156       4.486       0.078   1.587E-04 
          66     0.15000      SISMAY LinRespSpec         Max       1.968       1.377       1.208      1.2876 
          66     1.25000      SISMAY LinRespSpec         Max       1.968       1.377       1.208      1.2876 
          66     2.35000      SISMAY LinRespSpec         Max       1.968       1.377       1.208      1.2876 
          66     0.15000        TERM   LinStatic                 -16.669       0.623      -0.219      0.3313 
          66     1.25000        TERM   LinStatic                 -16.669       0.623      -0.219      0.3313 
          66     2.35000        TERM   LinStatic                 -16.669       0.623      -0.219      0.3313 
          66     0.15000       COMB1 Combination         Max     -17.193     -17.438      -1.239      3.1912 
          66     1.25000       COMB1 Combination         Max     -17.193       6.353      -1.239      3.1912 
          66     2.35000       COMB1 Combination         Max     -17.193      30.145      -1.239      3.1912 
          66     0.15000       COMB1 Combination         Min     -17.193     -17.438      -1.239      3.1912 
          66     1.25000       COMB1 Combination         Min     -17.193       6.353      -1.239      3.1912 
          66     2.35000       COMB1 Combination         Min     -17.193      30.145      -1.239      3.1912 
          66     0.15000       COMB2 Combination         Max     -17.334     -11.861      -1.766      4.6835 
          66     1.25000       COMB2 Combination         Max     -17.334      11.931      -1.766      4.6835 
          66     2.35000       COMB2 Combination         Max     -17.334      35.722      -1.766      4.6835 
          66     0.15000       COMB2 Combination         Min     -17.334     -11.861      -1.766      4.6835 
          66     1.25000       COMB2 Combination         Min     -17.334      11.931      -1.766      4.6835 
          66     2.35000       COMB2 Combination         Min     -17.334      35.722      -1.766      4.6835 
          66     0.15000       COMB3 Combination         Max     -19.189     -19.087      -1.165      2.8243 
          66     1.25000       COMB3 Combination         Max     -19.189       4.705      -1.165      2.8243 
          66     2.35000       COMB3 Combination         Max     -19.189      28.497      -1.165      2.8243 
          66     0.15000       COMB3 Combination         Min     -19.189     -19.087      -1.165      2.8243 
          66     1.25000       COMB3 Combination         Min     -19.189       4.705      -1.165      2.8243 
          66     2.35000       COMB3 Combination         Min     -19.189      28.497      -1.165      2.8243 
          66     0.15000       COMB4 Combination         Max     -19.172     -19.259      -1.506      3.4930 
          66     1.25000       COMB4 Combination         Max     -19.172       4.532      -1.506      3.4930 
          66     2.35000       COMB4 Combination         Max     -19.172      28.324      -1.506      3.4930 
          66     0.15000       COMB4 Combination         Min     -19.172     -19.259      -1.506      3.4930 
          66     1.25000       COMB4 Combination         Min     -19.172       4.532      -1.506      3.4930 
          66     2.35000       COMB4 Combination         Min     -19.172      28.324      -1.506      3.4930 
          66     0.15000       COMB5 Combination         Max     -19.329     -13.509      -1.691      4.3166 
          66     1.25000       COMB5 Combination         Max     -19.329      10.282      -1.691      4.3166 
          66     2.35000       COMB5 Combination         Max     -19.329      34.074      -1.691      4.3166 
          66     0.15000       COMB5 Combination         Min     -19.329     -13.509      -1.691      4.3166 
          66     1.25000       COMB5 Combination         Min     -19.329      10.282      -1.691      4.3166 
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          66     2.35000       COMB5 Combination         Min     -19.329      34.074      -1.691      4.3166 
          66     0.15000       COMB6 Combination         Max     -19.312     -13.682      -2.032      4.9853 
          66     1.25000       COMB6 Combination         Max     -19.312      10.110      -2.032      4.9853 
          66     2.35000       COMB6 Combination         Max     -19.312      33.901      -2.032      4.9853 
          66     0.15000       COMB6 Combination         Min     -19.312     -13.682      -2.032      4.9853 
          66     1.25000       COMB6 Combination         Min     -19.312      10.110      -2.032      4.9853 
          66     2.35000       COMB6 Combination         Min     -19.312      33.901      -2.032      4.9853 
          66     0.15000       COMB7 Combination         Max      16.144     -18.685      -0.802      2.5287 
          66     1.25000       COMB7 Combination         Max      16.144       5.107      -0.802      2.5287 
          66     2.35000       COMB7 Combination         Max      16.144      28.898      -0.802      2.5287 
          66     0.15000       COMB7 Combination         Min      16.144     -18.685      -0.802      2.5287 
          66     1.25000       COMB7 Combination         Min      16.144       5.107      -0.802      2.5287 
          66     2.35000       COMB7 Combination         Min      16.144      28.898      -0.802      2.5287 
          66     0.15000       COMB8 Combination         Max      16.004     -13.108      -1.329      4.0210 
          66     1.25000       COMB8 Combination         Max      16.004      10.684      -1.329      4.0210 
          66     2.35000       COMB8 Combination         Max      16.004      34.476      -1.329      4.0210 
          66     0.15000       COMB8 Combination         Min      16.004     -13.108      -1.329      4.0210 
          66     1.25000       COMB8 Combination         Min      16.004      10.684      -1.329      4.0210 
          66     2.35000       COMB8 Combination         Min      16.004      34.476      -1.329      4.0210 
          66     0.15000       COMB9 Combination         Max      14.148     -20.333      -0.727      2.1618 
          66     1.25000       COMB9 Combination         Max      14.148       3.458      -0.727      2.1618 
          66     2.35000       COMB9 Combination         Max      14.148      27.250      -0.727      2.1618 
          66     0.15000       COMB9 Combination         Min      14.148     -20.333      -0.727      2.1618 
          66     1.25000       COMB9 Combination         Min      14.148       3.458      -0.727      2.1618 
          66     2.35000       COMB9 Combination         Min      14.148      27.250      -0.727      2.1618 
          66     0.15000      COMB10 Combination         Max      14.166     -20.506      -1.068      2.8304 
          66     1.25000      COMB10 Combination         Max      14.166       3.286      -1.068      2.8304 
          66     2.35000      COMB10 Combination         Max      14.166      27.077      -1.068      2.8304 
          66     0.15000      COMB10 Combination         Min      14.166     -20.506      -1.068      2.8304 
          66     1.25000      COMB10 Combination         Min      14.166       3.286      -1.068      2.8304 
          66     2.35000      COMB10 Combination         Min      14.166      27.077      -1.068      2.8304 
          66     0.15000      COMB11 Combination         Max      14.008     -14.756      -1.254      3.6541 
          66     1.25000      COMB11 Combination         Max      14.008       9.036      -1.254      3.6541 
          66     2.35000      COMB11 Combination         Max      14.008      32.827      -1.254      3.6541 
          66     0.15000      COMB11 Combination         Min      14.008     -14.756      -1.254      3.6541 
          66     1.25000      COMB11 Combination         Min      14.008       9.036      -1.254      3.6541 
          66     2.35000      COMB11 Combination         Min      14.008      32.827      -1.254      3.6541 
          66     0.15000      COMB12 Combination         Max      14.025     -14.929      -1.595      4.3227 
          66     1.25000      COMB12 Combination         Max      14.025       8.863      -1.595      4.3227 
          66     2.35000      COMB12 Combination         Max      14.025      32.655      -1.595      4.3227 
          66     0.15000      COMB12 Combination         Min      14.025     -14.929      -1.595      4.3227 
          66     1.25000      COMB12 Combination         Min      14.025       8.863      -1.595      4.3227 
          66     2.35000      COMB12 Combination         Min      14.025      32.655      -1.595      4.3227 
          66     0.15000      COMB13 Combination         Max       0.491      -7.998      -1.470      4.3524 
          66     1.25000      COMB13 Combination         Max       0.491      15.794      -1.470      4.3524 
          66     2.35000      COMB13 Combination         Max       0.491      39.585      -1.470      4.3524 
          66     0.15000      COMB13 Combination         Min      -1.821     -16.970      -1.625      4.3521 
          66     1.25000      COMB13 Combination         Min      -1.821       6.821      -1.625      4.3521 
          66     2.35000      COMB13 Combination         Min      -1.821      30.613      -1.625      4.3521 
          66     0.15000      COMB14 Combination         Max       1.303     -11.108      -0.339      5.6398 
          66     1.25000      COMB14 Combination         Max       1.303      12.684      -0.339      5.6398 
          66     2.35000      COMB14 Combination         Max       1.303      36.476      -0.339      5.6398 
          66     0.15000      COMB14 Combination         Min      -2.633     -13.861      -2.756      3.0646 
          66     1.25000      COMB14 Combination         Min      -2.633       9.931      -2.756      3.0646 
          66     2.35000      COMB14 Combination         Min      -2.633      33.722      -2.756      3.0646 
          66     0.15000         INV Combination         Max      16.144      -7.998      -0.339      5.6398 
          66     1.25000         INV Combination         Max      16.144      15.794      -0.339      5.6398 
          66     2.35000         INV Combination         Max      16.144      39.585      -0.339      5.6398 
          66     0.15000         INV Combination         Min     -19.329     -20.506      -2.756      2.1618 
          66     1.25000         INV Combination         Min     -19.329       3.286      -2.756      2.1618 
          66     2.35000         INV Combination         Min     -19.329      27.077      -2.756      2.1618 
          67     0.15000          PP   LinStatic                  -0.325     -21.218       0.160     -0.5905 
          67     1.25000          PP   LinStatic                  -0.325       2.574       0.160     -0.5905 
          67     2.35000          PP   LinStatic                  -0.325      26.365       0.160     -0.5905 
          67     0.15000        PERM   LinStatic                  -0.213      -8.448       0.444     -1.5638 
          67     1.25000        PERM   LinStatic                  -0.213      -8.448       0.444     -1.5638 
          67     2.35000        PERM   LinStatic                  -0.213      -8.448       0.444     -1.5638 
          67     0.15000        NEVE   LinStatic                  -0.146      -5.780       0.304     -1.0699 
          67     1.25000        NEVE   LinStatic                  -0.146      -5.780       0.304     -1.0699 
          67     2.35000        NEVE   LinStatic                  -0.146      -5.780       0.304     -1.0699 
          67     0.15000      VENTOX   LinStatic                  -2.201       1.136      -0.130      0.2639 
          67     1.25000      VENTOX   LinStatic                  -2.201       1.136      -0.130      0.2639 
          67     2.35000      VENTOX   LinStatic                  -2.201       1.136      -0.130      0.2639 
          67     0.15000      VENTOY   LinStatic                  -2.171       1.351       2.502     -0.2700 
          67     1.25000      VENTOY   LinStatic                  -2.171       1.351       2.502     -0.2700 
          67     2.35000      VENTOY   LinStatic                  -2.171       1.351       2.502     -0.2700 
          67     0.15000      SISMAX LinRespSpec         Max       1.591       4.421       0.078   2.740E-04 
          67     1.25000      SISMAX LinRespSpec         Max       1.591       4.421       0.078   2.740E-04 
          67     2.35000      SISMAX LinRespSpec         Max       1.591       4.421       0.078   2.740E-04 
          67     0.15000      SISMAY LinRespSpec         Max       2.178       0.575       2.691      1.5948 
          67     1.25000      SISMAY LinRespSpec         Max       2.178       0.575       2.691      1.5948 
          67     2.35000      SISMAY LinRespSpec         Max       2.178       0.575       2.691      1.5948 
          67     0.15000        TERM   LinStatic                 -15.868       1.277       0.108     -0.3576 
          67     1.25000        TERM   LinStatic                 -15.868       1.277       0.108     -0.3576 
          67     2.35000        TERM   LinStatic                 -15.868       1.277       0.108     -0.3576 
          67     0.15000       COMB1 Combination         Max     -16.405     -28.389       0.712     -2.5119 
          67     1.25000       COMB1 Combination         Max     -16.405      -4.597       0.712     -2.5119 
          67     2.35000       COMB1 Combination         Max     -16.405      19.194       0.712     -2.5119 
          67     0.15000       COMB1 Combination         Min     -16.405     -28.389       0.712     -2.5119 
          67     1.25000       COMB1 Combination         Min     -16.405      -4.597       0.712     -2.5119 
          67     2.35000       COMB1 Combination         Min     -16.405      19.194       0.712     -2.5119 
          67     0.15000       COMB2 Combination         Max     -16.551     -34.169       1.016     -3.5818 
          67     1.25000       COMB2 Combination         Max     -16.551     -10.377       1.016     -3.5818 
          67     2.35000       COMB2 Combination         Max     -16.551      13.414       1.016     -3.5818 
          67     0.15000       COMB2 Combination         Min     -16.551     -34.169       1.016     -3.5818 
          67     1.25000       COMB2 Combination         Min     -16.551     -10.377       1.016     -3.5818 
          67     2.35000       COMB2 Combination         Min     -16.551      13.414       1.016     -3.5818 
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          67     0.15000       COMB3 Combination         Max     -18.606     -27.253       0.583     -2.2480 
          67     1.25000       COMB3 Combination         Max     -18.606      -3.462       0.583     -2.2480 
          67     2.35000       COMB3 Combination         Max     -18.606      20.330       0.583     -2.2480 
          67     0.15000       COMB3 Combination         Min     -18.606     -27.253       0.583     -2.2480 
          67     1.25000       COMB3 Combination         Min     -18.606      -3.462       0.583     -2.2480 
          67     2.35000       COMB3 Combination         Min     -18.606      20.330       0.583     -2.2480 
          67     0.15000       COMB4 Combination         Max     -18.576     -27.038       3.214     -2.7819 
          67     1.25000       COMB4 Combination         Max     -18.576      -3.247       3.214     -2.7819 
          67     2.35000       COMB4 Combination         Max     -18.576      20.545       3.214     -2.7819 
          67     0.15000       COMB4 Combination         Min     -18.576     -27.038       3.214     -2.7819 
          67     1.25000       COMB4 Combination         Min     -18.576      -3.247       3.214     -2.7819 
          67     2.35000       COMB4 Combination         Min     -18.576      20.545       3.214     -2.7819 
          67     0.15000       COMB5 Combination         Max     -18.752     -33.033       0.887     -3.3180 
          67     1.25000       COMB5 Combination         Max     -18.752      -9.242       0.887     -3.3180 
          67     2.35000       COMB5 Combination         Max     -18.752      14.550       0.887     -3.3180 
          67     0.15000       COMB5 Combination         Min     -18.752     -33.033       0.887     -3.3180 
          67     1.25000       COMB5 Combination         Min     -18.752      -9.242       0.887     -3.3180 
          67     2.35000       COMB5 Combination         Min     -18.752      14.550       0.887     -3.3180 
          67     0.15000       COMB6 Combination         Max     -18.722     -32.818       3.518     -3.8518 
          67     1.25000       COMB6 Combination         Max     -18.722      -9.026       3.518     -3.8518 
          67     2.35000       COMB6 Combination         Max     -18.722      14.765       3.518     -3.8518 
          67     0.15000       COMB6 Combination         Min     -18.722     -32.818       3.518     -3.8518 
          67     1.25000       COMB6 Combination         Min     -18.722      -9.026       3.518     -3.8518 
          67     2.35000       COMB6 Combination         Min     -18.722      14.765       3.518     -3.8518 
          67     0.15000       COMB7 Combination         Max      15.330     -30.942       0.496     -1.7966 
          67     1.25000       COMB7 Combination         Max      15.330      -7.151       0.496     -1.7966 
          67     2.35000       COMB7 Combination         Max      15.330      16.641       0.496     -1.7966 
          67     0.15000       COMB7 Combination         Min      15.330     -30.942       0.496     -1.7966 
          67     1.25000       COMB7 Combination         Min      15.330      -7.151       0.496     -1.7966 
          67     2.35000       COMB7 Combination         Min      15.330      16.641       0.496     -1.7966 
          67     0.15000       COMB8 Combination         Max      15.184     -36.722       0.800     -2.8665 
          67     1.25000       COMB8 Combination         Max      15.184     -12.930       0.800     -2.8665 
          67     2.35000       COMB8 Combination         Max      15.184      10.861       0.800     -2.8665 
          67     0.15000       COMB8 Combination         Min      15.184     -36.722       0.800     -2.8665 
          67     1.25000       COMB8 Combination         Min      15.184     -12.930       0.800     -2.8665 
          67     2.35000       COMB8 Combination         Min      15.184      10.861       0.800     -2.8665 
          67     0.15000       COMB9 Combination         Max      13.129     -29.806       0.367     -1.5328 
          67     1.25000       COMB9 Combination         Max      13.129      -6.015       0.367     -1.5328 
          67     2.35000       COMB9 Combination         Max      13.129      17.777       0.367     -1.5328 
          67     0.15000       COMB9 Combination         Min      13.129     -29.806       0.367     -1.5328 
          67     1.25000       COMB9 Combination         Min      13.129      -6.015       0.367     -1.5328 
          67     2.35000       COMB9 Combination         Min      13.129      17.777       0.367     -1.5328 
          67     0.15000      COMB10 Combination         Max      13.159     -29.591       2.998     -2.0666 
          67     1.25000      COMB10 Combination         Max      13.159      -5.800       2.998     -2.0666 
          67     2.35000      COMB10 Combination         Max      13.159      17.992       2.998     -2.0666 
          67     0.15000      COMB10 Combination         Min      13.159     -29.591       2.998     -2.0666 
          67     1.25000      COMB10 Combination         Min      13.159      -5.800       2.998     -2.0666 
          67     2.35000      COMB10 Combination         Min      13.159      17.992       2.998     -2.0666 
          67     0.15000      COMB11 Combination         Max      12.983     -35.586       0.671     -2.6027 
          67     1.25000      COMB11 Combination         Max      12.983     -11.795       0.671     -2.6027 
          67     2.35000      COMB11 Combination         Max      12.983      11.997       0.671     -2.6027 
          67     0.15000      COMB11 Combination         Min      12.983     -35.586       0.671     -2.6027 
          67     1.25000      COMB11 Combination         Min      12.983     -11.795       0.671     -2.6027 
          67     2.35000      COMB11 Combination         Min      12.983      11.997       0.671     -2.6027 
          67     0.15000      COMB12 Combination         Max      13.013     -35.371       3.302     -3.1366 
          67     1.25000      COMB12 Combination         Max      13.013     -11.580       3.302     -3.1366 
          67     2.35000      COMB12 Combination         Max      13.013      12.212       3.302     -3.1366 
          67     0.15000      COMB12 Combination         Min      13.013     -35.371       3.302     -3.1366 
          67     1.25000      COMB12 Combination         Min      13.013     -11.580       3.302     -3.1366 
          67     2.35000      COMB12 Combination         Min      13.013      12.212       3.302     -3.1366 
          67     0.15000      COMB13 Combination         Max       0.907     -31.024       0.986     -3.2239 
          67     1.25000      COMB13 Combination         Max       0.907      -7.233       0.986     -3.2239 
          67     2.35000      COMB13 Combination         Max       0.907      16.559       0.986     -3.2239 
          67     0.15000      COMB13 Combination         Min      -2.275     -39.867       0.831     -3.2245 
          67     1.25000      COMB13 Combination         Min      -2.275     -16.075       0.831     -3.2245 
          67     2.35000      COMB13 Combination         Min      -2.275       7.717       0.831     -3.2245 
          67     0.15000      COMB14 Combination         Max       1.494     -34.870       3.599     -1.6294 
          67     1.25000      COMB14 Combination         Max       1.494     -11.079       3.599     -1.6294 
          67     2.35000      COMB14 Combination         Max       1.494      12.713       3.599     -1.6294 
          67     0.15000      COMB14 Combination         Min      -2.862     -36.021      -1.783     -4.8190 
          67     1.25000      COMB14 Combination         Min      -2.862     -12.229      -1.783     -4.8190 
          67     2.35000      COMB14 Combination         Min      -2.862      11.563      -1.783     -4.8190 
          67     0.15000         INV Combination         Max      15.330     -27.038       3.599     -1.5328 
          67     1.25000         INV Combination         Max      15.330      -3.247       3.599     -1.5328 
          67     2.35000         INV Combination         Max      15.330      20.545       3.599     -1.5328 
          67     0.15000         INV Combination         Min     -18.752     -39.867      -1.783     -4.8190 
          67     1.25000         INV Combination         Min     -18.752     -16.075      -1.783     -4.8190 
          67     2.35000         INV Combination         Min     -18.752       7.717      -1.783     -4.8190 
          68     0.15000          PP   LinStatic                  -0.336     -27.380      -0.311      1.0546 
          68     1.25000          PP   LinStatic                  -0.336      -3.588      -0.311      1.0546 
          68     2.35000          PP   LinStatic                  -0.336      20.203      -0.311      1.0546 
          68     0.15000        PERM   LinStatic                  -0.215       7.708      -0.672      4.8362 
          68     1.25000        PERM   LinStatic                  -0.215       7.708      -0.672      4.8362 
          68     2.35000        PERM   LinStatic                  -0.215       7.708      -0.672      4.8362 
          68     0.15000        NEVE   LinStatic                  -0.147       5.274      -0.460      3.3090 
          68     1.25000        NEVE   LinStatic                  -0.147       5.274      -0.460      3.3090 
          68     2.35000        NEVE   LinStatic                  -0.147       5.274      -0.460      3.3090 
          68     0.15000      VENTOX   LinStatic                  -2.555      -1.570       0.345     -0.8131 
          68     1.25000      VENTOX   LinStatic                  -2.555      -1.570       0.345     -0.8131 
          68     2.35000      VENTOX   LinStatic                  -2.555      -1.570       0.345     -0.8131 
          68     0.15000      VENTOY   LinStatic                  -2.480      -1.787       1.165     -0.0863 
          68     1.25000      VENTOY   LinStatic                  -2.480      -1.787       1.165     -0.0863 
          68     2.35000      VENTOY   LinStatic                  -2.480      -1.787       1.165     -0.0863 
          68     0.15000      SISMAX LinRespSpec         Max       0.868       4.718       0.330      0.0061 
          68     1.25000      SISMAX LinRespSpec         Max       0.868       4.718       0.330      0.0061 
          68     2.35000      SISMAX LinRespSpec         Max       0.868       4.718       0.330      0.0061 
          68     0.15000      SISMAY LinRespSpec         Max       2.393       1.442       2.609      1.0157 
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          68     1.25000      SISMAY LinRespSpec         Max       2.393       1.442       2.609      1.0157 
          68     2.35000      SISMAY LinRespSpec         Max       2.393       1.442       2.609      1.0157 
          68     0.15000        TERM   LinStatic                 -13.415       2.573      -0.177      0.2182 
          68     1.25000        TERM   LinStatic                 -13.415       2.573      -0.177      0.2182 
          68     2.35000        TERM   LinStatic                 -13.415       2.573      -0.177      0.2182 
          68     0.15000       COMB1 Combination         Max     -13.966     -17.099      -1.160      6.1090 
          68     1.25000       COMB1 Combination         Max     -13.966       6.693      -1.160      6.1090 
          68     2.35000       COMB1 Combination         Max     -13.966      30.484      -1.160      6.1090 
          68     0.15000       COMB1 Combination         Min     -13.966     -17.099      -1.160      6.1090 
          68     1.25000       COMB1 Combination         Min     -13.966       6.693      -1.160      6.1090 
          68     2.35000       COMB1 Combination         Min     -13.966      30.484      -1.160      6.1090 
          68     0.15000       COMB2 Combination         Max     -14.114     -11.825      -1.620      9.4179 
          68     1.25000       COMB2 Combination         Max     -14.114      11.966      -1.620      9.4179 
          68     2.35000       COMB2 Combination         Max     -14.114      35.758      -1.620      9.4179 
          68     0.15000       COMB2 Combination         Min     -14.114     -11.825      -1.620      9.4179 
          68     1.25000       COMB2 Combination         Min     -14.114      11.966      -1.620      9.4179 
          68     2.35000       COMB2 Combination         Min     -14.114      35.758      -1.620      9.4179 
          68     0.15000       COMB3 Combination         Max     -16.521     -18.668      -0.815      5.2958 
          68     1.25000       COMB3 Combination         Max     -16.521       5.123      -0.815      5.2958 
          68     2.35000       COMB3 Combination         Max     -16.521      28.915      -0.815      5.2958 
          68     0.15000       COMB3 Combination         Min     -16.521     -18.668      -0.815      5.2958 
          68     1.25000       COMB3 Combination         Min     -16.521       5.123      -0.815      5.2958 
          68     2.35000       COMB3 Combination         Min     -16.521      28.915      -0.815      5.2958 
          68     0.15000       COMB4 Combination         Max     -16.447     -18.886   5.543E-03      6.0226 
          68     1.25000       COMB4 Combination         Max     -16.447       4.906   5.543E-03      6.0226 
          68     2.35000       COMB4 Combination         Max     -16.447      28.697   5.543E-03      6.0226 
          68     0.15000       COMB4 Combination         Min     -16.447     -18.886   5.543E-03      6.0226 
          68     1.25000       COMB4 Combination         Min     -16.447       4.906   5.543E-03      6.0226 
          68     2.35000       COMB4 Combination         Min     -16.447      28.697   5.543E-03      6.0226 
          68     0.15000       COMB5 Combination         Max     -16.669     -13.395      -1.275      8.6048 
          68     1.25000       COMB5 Combination         Max     -16.669      10.397      -1.275      8.6048 
          68     2.35000       COMB5 Combination         Max     -16.669      34.188      -1.275      8.6048 
          68     0.15000       COMB5 Combination         Min     -16.669     -13.395      -1.275      8.6048 
          68     1.25000       COMB5 Combination         Min     -16.669      10.397      -1.275      8.6048 
          68     2.35000       COMB5 Combination         Min     -16.669      34.188      -1.275      8.6048 
          68     0.15000       COMB6 Combination         Max     -16.594     -13.612      -0.455      9.3316 
          68     1.25000       COMB6 Combination         Max     -16.594      10.179      -0.455      9.3316 
          68     2.35000       COMB6 Combination         Max     -16.594      33.971      -0.455      9.3316 
          68     0.15000       COMB6 Combination         Min     -16.594     -13.612      -0.455      9.3316 
          68     1.25000       COMB6 Combination         Min     -16.594      10.179      -0.455      9.3316 
          68     2.35000       COMB6 Combination         Min     -16.594      33.971      -0.455      9.3316 
          68     0.15000       COMB7 Combination         Max      12.864     -22.246      -0.807      5.6726 
          68     1.25000       COMB7 Combination         Max      12.864       1.546      -0.807      5.6726 
          68     2.35000       COMB7 Combination         Max      12.864      25.337      -0.807      5.6726 
          68     0.15000       COMB7 Combination         Min      12.864     -22.246      -0.807      5.6726 
          68     1.25000       COMB7 Combination         Min      12.864       1.546      -0.807      5.6726 
          68     2.35000       COMB7 Combination         Min      12.864      25.337      -0.807      5.6726 
          68     0.15000       COMB8 Combination         Max      12.716     -16.972      -1.267      8.9816 
          68     1.25000       COMB8 Combination         Max      12.716       6.819      -1.267      8.9816 
          68     2.35000       COMB8 Combination         Max      12.716      30.611      -1.267      8.9816 
          68     0.15000       COMB8 Combination         Min      12.716     -16.972      -1.267      8.9816 
          68     1.25000       COMB8 Combination         Min      12.716       6.819      -1.267      8.9816 
          68     2.35000       COMB8 Combination         Min      12.716      30.611      -1.267      8.9816 
          68     0.15000       COMB9 Combination         Max      10.309     -23.815      -0.462      4.8595 
          68     1.25000       COMB9 Combination         Max      10.309      -0.024      -0.462      4.8595 
          68     2.35000       COMB9 Combination         Max      10.309      23.768      -0.462      4.8595 
          68     0.15000       COMB9 Combination         Min      10.309     -23.815      -0.462      4.8595 
          68     1.25000       COMB9 Combination         Min      10.309      -0.024      -0.462      4.8595 
          68     2.35000       COMB9 Combination         Min      10.309      23.768      -0.462      4.8595 
          68     0.15000      COMB10 Combination         Max      10.383     -24.033       0.359      5.5863 
          68     1.25000      COMB10 Combination         Max      10.383      -0.241       0.359      5.5863 
          68     2.35000      COMB10 Combination         Max      10.383      23.550       0.359      5.5863 
          68     0.15000      COMB10 Combination         Min      10.383     -24.033       0.359      5.5863 
          68     1.25000      COMB10 Combination         Min      10.383      -0.241       0.359      5.5863 
          68     2.35000      COMB10 Combination         Min      10.383      23.550       0.359      5.5863 
          68     0.15000      COMB11 Combination         Max      10.161     -18.542      -0.922      8.1684 
          68     1.25000      COMB11 Combination         Max      10.161       5.250      -0.922      8.1684 
          68     2.35000      COMB11 Combination         Max      10.161      29.042      -0.922      8.1684 
          68     0.15000      COMB11 Combination         Min      10.161     -18.542      -0.922      8.1684 
          68     1.25000      COMB11 Combination         Min      10.161       5.250      -0.922      8.1684 
          68     2.35000      COMB11 Combination         Min      10.161      29.042      -0.922      8.1684 
          68     0.15000      COMB12 Combination         Max      10.236     -18.759      -0.101      8.8953 
          68     1.25000      COMB12 Combination         Max      10.236       5.032      -0.101      8.8953 
          68     2.35000      COMB12 Combination         Max      10.236      28.824      -0.101      8.8953 
          68     0.15000      COMB12 Combination         Min      10.236     -18.759      -0.101      8.8953 
          68     1.25000      COMB12 Combination         Min      10.236       5.032      -0.101      8.8953 
          68     2.35000      COMB12 Combination         Min      10.236      28.824      -0.101      8.8953 
          68     0.15000      COMB13 Combination         Max       0.169      -9.681      -1.114      9.2059 
          68     1.25000      COMB13 Combination         Max       0.169      14.110      -1.114      9.2059 
          68     2.35000      COMB13 Combination         Max       0.169      37.902      -1.114      9.2059 
          68     0.15000      COMB13 Combination         Min      -1.567     -19.116      -1.773      9.1936 
          68     1.25000      COMB13 Combination         Min      -1.567       4.675      -1.773      9.1936 
          68     2.35000      COMB13 Combination         Min      -1.567      28.467      -1.773      9.1936 
          68     0.15000      COMB14 Combination         Max       1.695     -12.957       1.166     10.2154 
          68     1.25000      COMB14 Combination         Max       1.695      10.835       1.166     10.2154 
          68     2.35000      COMB14 Combination         Max       1.695      34.627       1.166     10.2154 
          68     0.15000      COMB14 Combination         Min      -3.092     -15.841      -4.052      8.1841 
          68     1.25000      COMB14 Combination         Min      -3.092       7.951      -4.052      8.1841 
          68     2.35000      COMB14 Combination         Min      -3.092      31.742      -4.052      8.1841 
          68     0.15000         INV Combination         Max      12.864      -9.681       1.166     10.2154 
          68     1.25000         INV Combination         Max      12.864      14.110       1.166     10.2154 
          68     2.35000         INV Combination         Max      12.864      37.902       1.166     10.2154 
          68     0.15000         INV Combination         Min     -16.669     -24.033      -4.052      4.8595 
          68     1.25000         INV Combination         Min     -16.669      -0.241      -4.052      4.8595 
          68     2.35000         INV Combination         Min     -16.669      23.550      -4.052      4.8595 
          69     0.15000          PP   LinStatic                  -0.334     -23.953       0.070     -0.1195 
          69     1.25000          PP   LinStatic                  -0.334      -0.161       0.070     -0.1195 
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          69     2.35000          PP   LinStatic                  -0.334      23.630       0.070     -0.1195 
          69     0.15000        PERM   LinStatic                  -0.203      -7.752       0.323      1.7654 
          69     1.25000        PERM   LinStatic                  -0.203      -7.752       0.323      1.7654 
          69     2.35000        PERM   LinStatic                  -0.203      -7.752       0.323      1.7654 
          69     0.15000        NEVE   LinStatic                  -0.139      -5.304       0.221      1.2079 
          69     1.25000        NEVE   LinStatic                  -0.139      -5.304       0.221      1.2079 
          69     2.35000        NEVE   LinStatic                  -0.139      -5.304       0.221      1.2079 
          69     0.15000      VENTOX   LinStatic                  -2.763       1.158       0.178     -0.2969 
          69     1.25000      VENTOX   LinStatic                  -2.763       1.158       0.178     -0.2969 
          69     2.35000      VENTOX   LinStatic                  -2.763       1.158       0.178     -0.2969 
          69     0.15000      VENTOY   LinStatic                  -2.677       1.016       4.067     -0.9919 
          69     1.25000      VENTOY   LinStatic                  -2.677       1.016       4.067     -0.9919 
          69     2.35000      VENTOY   LinStatic                  -2.677       1.016       4.067     -0.9919 
          69     0.15000      SISMAX LinRespSpec         Max       1.308       5.788       0.329      0.0097 
          69     1.25000      SISMAX LinRespSpec         Max       1.308       5.788       0.329      0.0097 
          69     2.35000      SISMAX LinRespSpec         Max       1.308       5.788       0.329      0.0097 
          69     0.15000      SISMAY LinRespSpec         Max       2.603       0.890       4.051      1.5363 
          69     1.25000      SISMAY LinRespSpec         Max       2.603       0.890       4.051      1.5363 
          69     2.35000      SISMAY LinRespSpec         Max       2.603       0.890       4.051      1.5363 
          69     0.15000        TERM   LinStatic                 -11.361       4.387       0.160     -0.5005 
          69     1.25000        TERM   LinStatic                 -11.361       4.387       0.160     -0.5005 
          69     2.35000        TERM   LinStatic                 -11.361       4.387       0.160     -0.5005 
          69     0.15000       COMB1 Combination         Max     -11.898     -27.319       0.553      1.1454 
          69     1.25000       COMB1 Combination         Max     -11.898      -3.527       0.553      1.1454 
          69     2.35000       COMB1 Combination         Max     -11.898      20.265       0.553      1.1454 
          69     0.15000       COMB1 Combination         Min     -11.898     -27.319       0.553      1.1454 
          69     1.25000       COMB1 Combination         Min     -11.898      -3.527       0.553      1.1454 
          69     2.35000       COMB1 Combination         Min     -11.898      20.265       0.553      1.1454 
          69     0.15000       COMB2 Combination         Max     -12.037     -32.623       0.773      2.3532 
          69     1.25000       COMB2 Combination         Max     -12.037      -8.831       0.773      2.3532 
          69     2.35000       COMB2 Combination         Max     -12.037      14.960       0.773      2.3532 
          69     0.15000       COMB2 Combination         Min     -12.037     -32.623       0.773      2.3532 
          69     1.25000       COMB2 Combination         Min     -12.037      -8.831       0.773      2.3532 
          69     2.35000       COMB2 Combination         Min     -12.037      14.960       0.773      2.3532 
          69     0.15000       COMB3 Combination         Max     -14.661     -26.161       0.730      0.8484 
          69     1.25000       COMB3 Combination         Max     -14.661      -2.369       0.730      0.8484 
          69     2.35000       COMB3 Combination         Max     -14.661      21.422       0.730      0.8484 
          69     0.15000       COMB3 Combination         Min     -14.661     -26.161       0.730      0.8484 
          69     1.25000       COMB3 Combination         Min     -14.661      -2.369       0.730      0.8484 
          69     2.35000       COMB3 Combination         Min     -14.661      21.422       0.730      0.8484 
          69     0.15000       COMB4 Combination         Max     -14.575     -26.303       4.619      0.1535 
          69     1.25000       COMB4 Combination         Max     -14.575      -2.511       4.619      0.1535 
          69     2.35000       COMB4 Combination         Max     -14.575      21.281       4.619      0.1535 
          69     0.15000       COMB4 Combination         Min     -14.575     -26.303       4.619      0.1535 
          69     1.25000       COMB4 Combination         Min     -14.575      -2.511       4.619      0.1535 
          69     2.35000       COMB4 Combination         Min     -14.575      21.281       4.619      0.1535 
          69     0.15000       COMB5 Combination         Max     -14.800     -31.465       0.951      2.0563 
          69     1.25000       COMB5 Combination         Max     -14.800      -7.673       0.951      2.0563 
          69     2.35000       COMB5 Combination         Max     -14.800      16.118       0.951      2.0563 
          69     0.15000       COMB5 Combination         Min     -14.800     -31.465       0.951      2.0563 
          69     1.25000       COMB5 Combination         Min     -14.800      -7.673       0.951      2.0563 
          69     2.35000       COMB5 Combination         Min     -14.800      16.118       0.951      2.0563 
          69     0.15000       COMB6 Combination         Max     -14.714     -31.607       4.840      1.3614 
          69     1.25000       COMB6 Combination         Max     -14.714      -7.815       4.840      1.3614 
          69     2.35000       COMB6 Combination         Max     -14.714      15.976       4.840      1.3614 
          69     0.15000       COMB6 Combination         Min     -14.714     -31.607       4.840      1.3614 
          69     1.25000       COMB6 Combination         Min     -14.714      -7.815       4.840      1.3614 
          69     2.35000       COMB6 Combination         Min     -14.714      15.976       4.840      1.3614 
          69     0.15000       COMB7 Combination         Max      10.824     -36.092       0.233      2.1465 
          69     1.25000       COMB7 Combination         Max      10.824     -12.301       0.233      2.1465 
          69     2.35000       COMB7 Combination         Max      10.824      11.491       0.233      2.1465 
          69     0.15000       COMB7 Combination         Min      10.824     -36.092       0.233      2.1465 
          69     1.25000       COMB7 Combination         Min      10.824     -12.301       0.233      2.1465 
          69     2.35000       COMB7 Combination         Min      10.824      11.491       0.233      2.1465 
          69     0.15000       COMB8 Combination         Max      10.685     -41.396       0.454      3.3543 
          69     1.25000       COMB8 Combination         Max      10.685     -17.605       0.454      3.3543 
          69     2.35000       COMB8 Combination         Max      10.685       6.187       0.454      3.3543 
          69     0.15000       COMB8 Combination         Min      10.685     -41.396       0.454      3.3543 
          69     1.25000       COMB8 Combination         Min      10.685     -17.605       0.454      3.3543 
          69     2.35000       COMB8 Combination         Min      10.685       6.187       0.454      3.3543 
          69     0.15000       COMB9 Combination         Max       8.061     -34.934       0.411      1.8495 
          69     1.25000       COMB9 Combination         Max       8.061     -11.143       0.411      1.8495 
          69     2.35000       COMB9 Combination         Max       8.061      12.649       0.411      1.8495 
          69     0.15000       COMB9 Combination         Min       8.061     -34.934       0.411      1.8495 
          69     1.25000       COMB9 Combination         Min       8.061     -11.143       0.411      1.8495 
          69     2.35000       COMB9 Combination         Min       8.061      12.649       0.411      1.8495 
          69     0.15000      COMB10 Combination         Max       8.147     -35.076       4.300      1.1546 
          69     1.25000      COMB10 Combination         Max       8.147     -11.285       4.300      1.1546 
          69     2.35000      COMB10 Combination         Max       8.147      12.507       4.300      1.1546 
          69     0.15000      COMB10 Combination         Min       8.147     -35.076       4.300      1.1546 
          69     1.25000      COMB10 Combination         Min       8.147     -11.285       4.300      1.1546 
          69     2.35000      COMB10 Combination         Min       8.147      12.507       4.300      1.1546 
          69     0.15000      COMB11 Combination         Max       7.922     -40.239       0.631      3.0574 
          69     1.25000      COMB11 Combination         Max       7.922     -16.447       0.631      3.0574 
          69     2.35000      COMB11 Combination         Max       7.922       7.345       0.631      3.0574 
          69     0.15000      COMB11 Combination         Min       7.922     -40.239       0.631      3.0574 
          69     1.25000      COMB11 Combination         Min       7.922     -16.447       0.631      3.0574 
          69     2.35000      COMB11 Combination         Min       7.922       7.345       0.631      3.0574 
          69     0.15000      COMB12 Combination         Max       8.008     -40.381       4.520      2.3625 
          69     1.25000      COMB12 Combination         Max       8.008     -16.589       4.520      2.3625 
          69     2.35000      COMB12 Combination         Max       8.008       7.203       4.520      2.3625 
          69     0.15000      COMB12 Combination         Min       8.008     -40.381       4.520      2.3625 
          69     1.25000      COMB12 Combination         Min       8.008     -16.589       4.520      2.3625 
          69     2.35000      COMB12 Combination         Min       8.008       7.203       4.520      2.3625 
          69     0.15000      COMB13 Combination         Max       0.632     -31.221       0.943      2.8634 
          69     1.25000      COMB13 Combination         Max       0.632      -7.430       0.943      2.8634 
          69     2.35000      COMB13 Combination         Max       0.632      16.362       0.943      2.8634 
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          69     0.15000      COMB13 Combination         Min      -1.984     -42.798       0.285      2.8441 
          69     1.25000      COMB13 Combination         Min      -1.984     -19.006       0.285      2.8441 
          69     2.35000      COMB13 Combination         Min      -1.984       4.785       0.285      2.8441 
          69     0.15000      COMB14 Combination         Max       1.928     -36.119       4.665      4.3901 
          69     1.25000      COMB14 Combination         Max       1.928     -12.328       4.665      4.3901 
          69     2.35000      COMB14 Combination         Max       1.928      11.464       4.665      4.3901 
          69     0.15000      COMB14 Combination         Min      -3.279     -37.900      -3.438      1.3175 
          69     1.25000      COMB14 Combination         Min      -3.279     -14.108      -3.438      1.3175 
          69     2.35000      COMB14 Combination         Min      -3.279       9.683      -3.438      1.3175 
          69     0.15000         INV Combination         Max      10.824     -26.161       4.840      4.3901 
          69     1.25000         INV Combination         Max      10.824      -2.369       4.840      4.3901 
          69     2.35000         INV Combination         Max      10.824      21.422       4.840      4.3901 
          69     0.15000         INV Combination         Min     -14.800     -42.798      -3.438      0.1535 
          69     1.25000         INV Combination         Min     -14.800     -19.006      -3.438      0.1535 
          69     2.35000         INV Combination         Min     -14.800       4.785      -3.438      0.1535 
          70     0.15000          PP   LinStatic                  -0.248     -25.729       0.473      5.0229 
          70     1.25000          PP   LinStatic                  -0.248      -1.937       0.473      5.0229 
          70     2.35000          PP   LinStatic                  -0.248      21.854       0.473      5.0229 
          70     0.15000        PERM   LinStatic                  -0.154       4.903       0.927     12.8080 
          70     1.25000        PERM   LinStatic                  -0.154       4.903       0.927     12.8080 
          70     2.35000        PERM   LinStatic                  -0.154       4.903       0.927     12.8080 
          70     0.15000        NEVE   LinStatic                  -0.105       3.355       0.634      8.7634 
          70     1.25000        NEVE   LinStatic                  -0.105       3.355       0.634      8.7634 
          70     2.35000        NEVE   LinStatic                  -0.105       3.355       0.634      8.7634 
          70     0.15000      VENTOX   LinStatic                  -3.127      -0.487       1.119     -2.1558 
          70     1.25000      VENTOX   LinStatic                  -3.127      -0.487       1.119     -2.1558 
          70     2.35000      VENTOX   LinStatic                  -3.127      -0.487       1.119     -2.1558 
          70     0.15000      VENTOY   LinStatic                  -2.990      -1.126       3.776     -2.0581 
          70     1.25000      VENTOY   LinStatic                  -2.990      -1.126       3.776     -2.0581 
          70     2.35000      VENTOY   LinStatic                  -2.990      -1.126       3.776     -2.0581 
          70     0.15000      SISMAX LinRespSpec         Max       1.266       8.347       1.813      0.0842 
          70     1.25000      SISMAX LinRespSpec         Max       1.266       8.347       1.813      0.0842 
          70     2.35000      SISMAX LinRespSpec         Max       1.266       8.347       1.813      0.0842 
          70     0.15000      SISMAY LinRespSpec         Max       2.867       1.311       3.518      1.2694 
          70     1.25000      SISMAY LinRespSpec         Max       2.867       1.311       3.518      1.2694 
          70     2.35000      SISMAY LinRespSpec         Max       2.867       1.311       3.518      1.2694 
          70     0.15000        TERM   LinStatic                  -6.787       7.240       1.114     -0.9939 
          70     1.25000        TERM   LinStatic                  -6.787       7.240       1.114     -0.9939 
          70     2.35000        TERM   LinStatic                  -6.787       7.240       1.114     -0.9939 
          70     0.15000       COMB1 Combination         Max      -7.190     -13.586       2.514     16.8370 
          70     1.25000       COMB1 Combination         Max      -7.190      10.206       2.514     16.8370 
          70     2.35000       COMB1 Combination         Max      -7.190      33.998       2.514     16.8370 
          70     0.15000       COMB1 Combination         Min      -7.190     -13.586       2.514     16.8370 
          70     1.25000       COMB1 Combination         Min      -7.190      10.206       2.514     16.8370 
          70     2.35000       COMB1 Combination         Min      -7.190      33.998       2.514     16.8370 
          70     0.15000       COMB2 Combination         Max      -7.295     -10.231       3.148     25.6003 
          70     1.25000       COMB2 Combination         Max      -7.295      13.561       3.148     25.6003 
          70     2.35000       COMB2 Combination         Max      -7.295      37.353       3.148     25.6003 
          70     0.15000       COMB2 Combination         Min      -7.295     -10.231       3.148     25.6003 
          70     1.25000       COMB2 Combination         Min      -7.295      13.561       3.148     25.6003 
          70     2.35000       COMB2 Combination         Min      -7.295      37.353       3.148     25.6003 
          70     0.15000       COMB3 Combination         Max     -10.317     -14.073       3.633     14.6811 
          70     1.25000       COMB3 Combination         Max     -10.317       9.719       3.633     14.6811 
          70     2.35000       COMB3 Combination         Max     -10.317      33.511       3.633     14.6811 
          70     0.15000       COMB3 Combination         Min     -10.317     -14.073       3.633     14.6811 
          70     1.25000       COMB3 Combination         Min     -10.317       9.719       3.633     14.6811 
          70     2.35000       COMB3 Combination         Min     -10.317      33.511       3.633     14.6811 
          70     0.15000       COMB4 Combination         Max     -10.179     -14.711       6.290     14.7788 
          70     1.25000       COMB4 Combination         Max     -10.179       9.080       6.290     14.7788 
          70     2.35000       COMB4 Combination         Max     -10.179      32.872       6.290     14.7788 
          70     0.15000       COMB4 Combination         Min     -10.179     -14.711       6.290     14.7788 
          70     1.25000       COMB4 Combination         Min     -10.179       9.080       6.290     14.7788 
          70     2.35000       COMB4 Combination         Min     -10.179      32.872       6.290     14.7788 
          70     0.15000       COMB5 Combination         Max     -10.422     -10.718       4.268     23.4445 
          70     1.25000       COMB5 Combination         Max     -10.422      13.074       4.268     23.4445 
          70     2.35000       COMB5 Combination         Max     -10.422      36.866       4.268     23.4445 
          70     0.15000       COMB5 Combination         Min     -10.422     -10.718       4.268     23.4445 
          70     1.25000       COMB5 Combination         Min     -10.422      13.074       4.268     23.4445 
          70     2.35000       COMB5 Combination         Min     -10.422      36.866       4.268     23.4445 
          70     0.15000       COMB6 Combination         Max     -10.285     -11.356       6.924     23.5422 
          70     1.25000       COMB6 Combination         Max     -10.285      12.435       6.924     23.5422 
          70     2.35000       COMB6 Combination         Max     -10.285      36.227       6.924     23.5422 
          70     0.15000       COMB6 Combination         Min     -10.285     -11.356       6.924     23.5422 
          70     1.25000       COMB6 Combination         Min     -10.285      12.435       6.924     23.5422 
          70     2.35000       COMB6 Combination         Min     -10.285      36.227       6.924     23.5422 
          70     0.15000       COMB7 Combination         Max       6.385     -28.065       0.287     18.8248 
          70     1.25000       COMB7 Combination         Max       6.385      -4.274       0.287     18.8248 
          70     2.35000       COMB7 Combination         Max       6.385      19.518       0.287     18.8248 
          70     0.15000       COMB7 Combination         Min       6.385     -28.065       0.287     18.8248 
          70     1.25000       COMB7 Combination         Min       6.385      -4.274       0.287     18.8248 
          70     2.35000       COMB7 Combination         Min       6.385      19.518       0.287     18.8248 
          70     0.15000       COMB8 Combination         Max       6.279     -24.710       0.921     27.5882 
          70     1.25000       COMB8 Combination         Max       6.279      -0.919       0.921     27.5882 
          70     2.35000       COMB8 Combination         Max       6.279      22.873       0.921     27.5882 
          70     0.15000       COMB8 Combination         Min       6.279     -24.710       0.921     27.5882 
          70     1.25000       COMB8 Combination         Min       6.279      -0.919       0.921     27.5882 
          70     2.35000       COMB8 Combination         Min       6.279      22.873       0.921     27.5882 
          70     0.15000       COMB9 Combination         Max       3.258     -28.552       1.406     16.6690 
          70     1.25000       COMB9 Combination         Max       3.258      -4.761       1.406     16.6690 
          70     2.35000       COMB9 Combination         Max       3.258      19.031       1.406     16.6690 
          70     0.15000       COMB9 Combination         Min       3.258     -28.552       1.406     16.6690 
          70     1.25000       COMB9 Combination         Min       3.258      -4.761       1.406     16.6690 
          70     2.35000       COMB9 Combination         Min       3.258      19.031       1.406     16.6690 
          70     0.15000      COMB10 Combination         Max       3.395     -29.191       4.063     16.7667 
          70     1.25000      COMB10 Combination         Max       3.395      -5.400       4.063     16.7667 
          70     2.35000      COMB10 Combination         Max       3.395      18.392       4.063     16.7667 
          70     0.15000      COMB10 Combination         Min       3.395     -29.191       4.063     16.7667 
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          70     1.25000      COMB10 Combination         Min       3.395      -5.400       4.063     16.7667 
          70     2.35000      COMB10 Combination         Min       3.395      18.392       4.063     16.7667 
          70     0.15000      COMB11 Combination         Max       3.152     -25.197       2.041     25.4323 
          70     1.25000      COMB11 Combination         Max       3.152      -1.406       2.041     25.4323 
          70     2.35000      COMB11 Combination         Max       3.152      22.386       2.041     25.4323 
          70     0.15000      COMB11 Combination         Min       3.152     -25.197       2.041     25.4323 
          70     1.25000      COMB11 Combination         Min       3.152      -1.406       2.041     25.4323 
          70     2.35000      COMB11 Combination         Min       3.152      22.386       2.041     25.4323 
          70     0.15000      COMB12 Combination         Max       3.290     -25.836       4.697     25.5301 
          70     1.25000      COMB12 Combination         Max       3.290      -2.045       4.697     25.5301 
          70     2.35000      COMB12 Combination         Max       3.290      21.747       4.697     25.5301 
          70     0.15000      COMB12 Combination         Min       3.290     -25.836       4.697     25.5301 
          70     1.25000      COMB12 Combination         Min       3.290      -2.045       4.697     25.5301 
          70     2.35000      COMB12 Combination         Min       3.290      21.747       4.697     25.5301 
          70     0.15000      COMB13 Combination         Max       0.758      -9.124       3.848     26.6784 
          70     1.25000      COMB13 Combination         Max       0.758      14.668       3.848     26.6784 
          70     2.35000      COMB13 Combination         Max       0.758      38.460       3.848     26.6784 
          70     0.15000      COMB13 Combination         Min      -1.773     -25.818       0.221     26.5101 
          70     1.25000      COMB13 Combination         Min      -1.773      -2.026       0.221     26.5101 
          70     2.35000      COMB13 Combination         Min      -1.773      21.766       0.221     26.5101 
          70     0.15000      COMB14 Combination         Max       2.359     -16.159       5.553     27.8636 
          70     1.25000      COMB14 Combination         Max       2.359       7.632       5.553     27.8636 
          70     2.35000      COMB14 Combination         Max       2.359      31.424       5.553     27.8636 
          70     0.15000      COMB14 Combination         Min      -3.375     -18.782      -1.483     25.3249 
          70     1.25000      COMB14 Combination         Min      -3.375       5.010      -1.483     25.3249 
          70     2.35000      COMB14 Combination         Min      -3.375      28.801      -1.483     25.3249 
          70     0.15000         INV Combination         Max       6.385      -9.124       6.924     27.8636 
          70     1.25000         INV Combination         Max       6.385      14.668       6.924     27.8636 
          70     2.35000         INV Combination         Max       6.385      38.460       6.924     27.8636 
          70     0.15000         INV Combination         Min     -10.422     -29.191      -1.483     14.6811 
          70     1.25000         INV Combination         Min     -10.422      -5.400      -1.483     14.6811 
          70     2.35000         INV Combination         Min     -10.422      18.392      -1.483     14.6811 
          71     0.15000          PP   LinStatic                  -0.717     -20.857      -0.049      0.1606 
          71     1.25000          PP   LinStatic                  -0.717       2.934      -0.049      0.1606 
          71     2.35000          PP   LinStatic                  -0.717      26.726      -0.049      0.1606 
          71     0.15000        PERM   LinStatic                  -1.026       2.269      -0.031      0.1057 
          71     1.25000        PERM   LinStatic                  -1.026       4.882      -0.031      0.1057 
          71     2.35000        PERM   LinStatic                  -1.026       7.494      -0.031      0.1057 
          71     0.15000        NEVE   LinStatic                  -0.702       1.553      -0.021      0.0723 
          71     1.25000        NEVE   LinStatic                  -0.702       3.340      -0.021      0.0723 
          71     2.35000        NEVE   LinStatic                  -0.702       5.128      -0.021      0.0723 
          71     0.15000      VENTOX   LinStatic                  -1.101      -0.353      -2.554      1.5538 
          71     1.25000      VENTOX   LinStatic                  -1.101      -0.793      -2.554      1.5538 
          71     2.35000      VENTOX   LinStatic                  -1.101      -1.233      -2.554      1.5538 
          71     0.15000      VENTOY   LinStatic                  -2.956       1.887      -3.324     -0.0381 
          71     1.25000      VENTOY   LinStatic                  -2.956       1.447      -3.324     -0.0381 
          71     2.35000      VENTOY   LinStatic                  -2.956       1.007      -3.324     -0.0381 
          71     0.15000      SISMAX LinRespSpec         Max       1.844       0.759       3.627      3.2973 
          71     1.25000      SISMAX LinRespSpec         Max       1.844       0.759       3.627      3.2973 
          71     2.35000      SISMAX LinRespSpec         Max       1.844       0.759       3.627      3.2973 
          71     0.15000      SISMAY LinRespSpec         Max       0.903       5.690       3.347      0.1053 
          71     1.25000      SISMAY LinRespSpec         Max       0.903       5.690       3.347      0.1053 
          71     2.35000      SISMAY LinRespSpec         Max       0.903       5.690       3.347      0.1053 
          71     0.15000        TERM   LinStatic                  -3.123      -1.564      -1.412      3.0898 
          71     1.25000        TERM   LinStatic                  -3.123      -1.564      -1.412      3.0898 
          71     2.35000        TERM   LinStatic                  -3.123      -1.564      -1.412      3.0898 
          71     0.15000       COMB1 Combination         Max      -4.865     -20.152      -1.491      3.3561 
          71     1.25000       COMB1 Combination         Max      -4.865       6.252      -1.491      3.3561 
          71     2.35000       COMB1 Combination         Max      -4.865      32.657      -1.491      3.3561 
          71     0.15000       COMB1 Combination         Min      -4.865     -20.152      -1.491      3.3561 
          71     1.25000       COMB1 Combination         Min      -4.865       6.252      -1.491      3.3561 
          71     2.35000       COMB1 Combination         Min      -4.865      32.657      -1.491      3.3561 
          71     0.15000       COMB2 Combination         Max      -5.567     -18.599      -1.513      3.4285 
          71     1.25000       COMB2 Combination         Max      -5.567       9.593      -1.513      3.4285 
          71     2.35000       COMB2 Combination         Max      -5.567      37.784      -1.513      3.4285 
          71     0.15000       COMB2 Combination         Min      -5.567     -18.599      -1.513      3.4285 
          71     1.25000       COMB2 Combination         Min      -5.567       9.593      -1.513      3.4285 
          71     2.35000       COMB2 Combination         Min      -5.567      37.784      -1.513      3.4285 
          71     0.15000       COMB3 Combination         Max      -5.966     -20.504      -4.046      4.9100 
          71     1.25000       COMB3 Combination         Max      -5.966       5.460      -4.046      4.9100 
          71     2.35000       COMB3 Combination         Max      -5.966      31.424      -4.046      4.9100 
          71     0.15000       COMB3 Combination         Min      -5.966     -20.504      -4.046      4.9100 
          71     1.25000       COMB3 Combination         Min      -5.966       5.460      -4.046      4.9100 
          71     2.35000       COMB3 Combination         Min      -5.966      31.424      -4.046      4.9100 
          71     0.15000       COMB4 Combination         Max      -7.821     -18.265      -4.816      3.3180 
          71     1.25000       COMB4 Combination         Max      -7.821       7.699      -4.816      3.3180 
          71     2.35000       COMB4 Combination         Max      -7.821      33.664      -4.816      3.3180 
          71     0.15000       COMB4 Combination         Min      -7.821     -18.265      -4.816      3.3180 
          71     1.25000       COMB4 Combination         Min      -7.821       7.699      -4.816      3.3180 
          71     2.35000       COMB4 Combination         Min      -7.821      33.664      -4.816      3.3180 
          71     0.15000       COMB5 Combination         Max      -6.668     -18.951      -4.067      4.9823 
          71     1.25000       COMB5 Combination         Max      -6.668       8.800      -4.067      4.9823 
          71     2.35000       COMB5 Combination         Max      -6.668      36.552      -4.067      4.9823 
          71     0.15000       COMB5 Combination         Min      -6.668     -18.951      -4.067      4.9823 
          71     1.25000       COMB5 Combination         Min      -6.668       8.800      -4.067      4.9823 
          71     2.35000       COMB5 Combination         Min      -6.668      36.552      -4.067      4.9823 
          71     0.15000       COMB6 Combination         Max      -8.523     -16.712      -4.837      3.3903 
          71     1.25000       COMB6 Combination         Max      -8.523      11.040      -4.837      3.3903 
          71     2.35000       COMB6 Combination         Max      -8.523      38.791      -4.837      3.3903 
          71     0.15000       COMB6 Combination         Min      -8.523     -16.712      -4.837      3.3903 
          71     1.25000       COMB6 Combination         Min      -8.523      11.040      -4.837      3.3903 
          71     2.35000       COMB6 Combination         Min      -8.523      38.791      -4.837      3.3903 
          71     0.15000       COMB7 Combination         Max       1.380     -17.024       1.332     -2.8235 
          71     1.25000       COMB7 Combination         Max       1.380       9.380       1.332     -2.8235 
          71     2.35000       COMB7 Combination         Max       1.380      35.784       1.332     -2.8235 
          71     0.15000       COMB7 Combination         Min       1.380     -17.024       1.332     -2.8235 
          71     1.25000       COMB7 Combination         Min       1.380       9.380       1.332     -2.8235 
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          71     2.35000       COMB7 Combination         Min       1.380      35.784       1.332     -2.8235 
          71     0.15000       COMB8 Combination         Max       0.678     -15.471       1.310     -2.7511 
          71     1.25000       COMB8 Combination         Max       0.678      12.720       1.310     -2.7511 
          71     2.35000       COMB8 Combination         Max       0.678      40.912       1.310     -2.7511 
          71     0.15000       COMB8 Combination         Min       0.678     -15.471       1.310     -2.7511 
          71     1.25000       COMB8 Combination         Min       0.678      12.720       1.310     -2.7511 
          71     2.35000       COMB8 Combination         Min       0.678      40.912       1.310     -2.7511 
          71     0.15000       COMB9 Combination         Max       0.279     -17.377      -1.223     -1.2696 
          71     1.25000       COMB9 Combination         Max       0.279       8.588      -1.223     -1.2696 
          71     2.35000       COMB9 Combination         Max       0.279      34.552      -1.223     -1.2696 
          71     0.15000       COMB9 Combination         Min       0.279     -17.377      -1.223     -1.2696 
          71     1.25000       COMB9 Combination         Min       0.279       8.588      -1.223     -1.2696 
          71     2.35000       COMB9 Combination         Min       0.279      34.552      -1.223     -1.2696 
          71     0.15000      COMB10 Combination         Max      -1.576     -15.137      -1.992     -2.8616 
          71     1.25000      COMB10 Combination         Max      -1.576      10.827      -1.992     -2.8616 
          71     2.35000      COMB10 Combination         Max      -1.576      36.791      -1.992     -2.8616 
          71     0.15000      COMB10 Combination         Min      -1.576     -15.137      -1.992     -2.8616 
          71     1.25000      COMB10 Combination         Min      -1.576      10.827      -1.992     -2.8616 
          71     2.35000      COMB10 Combination         Min      -1.576      36.791      -1.992     -2.8616 
          71     0.15000      COMB11 Combination         Max      -0.423     -15.824      -1.244     -1.1973 
          71     1.25000      COMB11 Combination         Max      -0.423      11.928      -1.244     -1.1973 
          71     2.35000      COMB11 Combination         Max      -0.423      39.680      -1.244     -1.1973 
          71     0.15000      COMB11 Combination         Min      -0.423     -15.824      -1.244     -1.1973 
          71     1.25000      COMB11 Combination         Min      -0.423      11.928      -1.244     -1.1973 
          71     2.35000      COMB11 Combination         Min      -0.423      39.680      -1.244     -1.1973 
          71     0.15000      COMB12 Combination         Max      -2.278     -13.584      -2.014     -2.7893 
          71     1.25000      COMB12 Combination         Max      -2.278      14.167      -2.014     -2.7893 
          71     2.35000      COMB12 Combination         Max      -2.278      41.919      -2.014     -2.7893 
          71     0.15000      COMB12 Combination         Min      -2.278     -13.584      -2.014     -2.7893 
          71     1.25000      COMB12 Combination         Min      -2.278      14.167      -2.014     -2.7893 
          71     2.35000      COMB12 Combination         Min      -2.278      41.919      -2.014     -2.7893 
          71     0.15000      COMB13 Combination         Max      -0.600     -16.276       3.526      3.6359 
          71     1.25000      COMB13 Combination         Max      -0.600      11.915       3.526      3.6359 
          71     2.35000      COMB13 Combination         Max      -0.600      40.107       3.526      3.6359 
          71     0.15000      COMB13 Combination         Min      -4.288     -17.794      -3.728     -2.9586 
          71     1.25000      COMB13 Combination         Min      -4.288      10.398      -3.728     -2.9586 
          71     2.35000      COMB13 Combination         Min      -4.288      38.589      -3.728     -2.9586 
          71     0.15000      COMB14 Combination         Max      -1.542     -11.345       3.246      0.4439 
          71     1.25000      COMB14 Combination         Max      -1.542      16.847       3.246      0.4439 
          71     2.35000      COMB14 Combination         Max      -1.542      45.038       3.246      0.4439 
          71     0.15000      COMB14 Combination         Min      -3.347     -22.725      -3.448      0.2334 
          71     1.25000      COMB14 Combination         Min      -3.347       5.467      -3.448      0.2334 
          71     2.35000      COMB14 Combination         Min      -3.347      33.658      -3.448      0.2334 
          71     0.15000         INV Combination         Max       1.380     -11.345       3.526      4.9823 
          71     1.25000         INV Combination         Max       1.380      16.847       3.526      4.9823 
          71     2.35000         INV Combination         Max       1.380      45.038       3.526      4.9823 
          71     0.15000         INV Combination         Min      -8.523     -22.725      -4.837     -2.9586 
          71     1.25000         INV Combination         Min      -8.523       5.460      -4.837     -2.9586 
          71     2.35000         INV Combination         Min      -8.523      31.424      -4.837     -2.9586 
          72     0.15000          PP   LinStatic                  -0.761     -21.099      -0.015      0.0502 
          72     1.25000          PP   LinStatic                  -0.761       2.693      -0.015      0.0502 
          72     2.35000          PP   LinStatic                  -0.761      26.485      -0.015      0.0502 
          72     0.15000        PERM   LinStatic                  -1.022      -0.960  -9.867E-03      0.0334 
          72     1.25000        PERM   LinStatic                  -1.022       1.653  -9.867E-03      0.0334 
          72     2.35000        PERM   LinStatic                  -1.022       4.265  -9.867E-03      0.0334 
          72     0.15000        NEVE   LinStatic                  -0.699      -0.657  -6.751E-03      0.0228 
          72     1.25000        NEVE   LinStatic                  -0.699       1.131  -6.751E-03      0.0228 
          72     2.35000        NEVE   LinStatic                  -0.699       2.918  -6.751E-03      0.0228 
          72     0.15000      VENTOX   LinStatic                  -1.101       0.155      -0.840      0.4832 
          72     1.25000      VENTOX   LinStatic                  -1.101      -0.285      -0.840      0.4832 
          72     2.35000      VENTOX   LinStatic                  -1.101      -0.725      -0.840      0.4832 
          72     0.15000      VENTOY   LinStatic                  -1.315       2.182      -3.356      0.0387 
          72     1.25000      VENTOY   LinStatic                  -1.315       1.742      -3.356      0.0387 
          72     2.35000      VENTOY   LinStatic                  -1.315       1.302      -3.356      0.0387 
          72     0.15000      SISMAX LinRespSpec         Max       1.856       0.142       1.233      1.0300 
          72     1.25000      SISMAX LinRespSpec         Max       1.856       0.142       1.233      1.0300 
          72     2.35000      SISMAX LinRespSpec         Max       1.856       0.142       1.233      1.0300 
          72     0.15000      SISMAY LinRespSpec         Max       0.305       4.394       3.281      0.1348 
          72     1.25000      SISMAY LinRespSpec         Max       0.305       4.394       3.281      0.1348 
          72     2.35000      SISMAY LinRespSpec         Max       0.305       4.394       3.281      0.1348 
          72     0.15000        TERM   LinStatic                  -3.732      -0.933      -0.449      0.9629 
          72     1.25000        TERM   LinStatic                  -3.732      -0.933      -0.449      0.9629 
          72     2.35000        TERM   LinStatic                  -3.732      -0.933      -0.449      0.9629 
          72     0.15000       COMB1 Combination         Max      -5.515     -22.992      -0.474      1.0466 
          72     1.25000       COMB1 Combination         Max      -5.515       3.412      -0.474      1.0466 
          72     2.35000       COMB1 Combination         Max      -5.515      29.817      -0.474      1.0466 
          72     0.15000       COMB1 Combination         Min      -5.515     -22.992      -0.474      1.0466 
          72     1.25000       COMB1 Combination         Min      -5.515       3.412      -0.474      1.0466 
          72     2.35000       COMB1 Combination         Min      -5.515      29.817      -0.474      1.0466 
          72     0.15000       COMB2 Combination         Max      -6.214     -23.648      -0.480      1.0694 
          72     1.25000       COMB2 Combination         Max      -6.214       4.543      -0.480      1.0694 
          72     2.35000       COMB2 Combination         Max      -6.214      32.735      -0.480      1.0694 
          72     0.15000       COMB2 Combination         Min      -6.214     -23.648      -0.480      1.0694 
          72     1.25000       COMB2 Combination         Min      -6.214       4.543      -0.480      1.0694 
          72     2.35000       COMB2 Combination         Min      -6.214      32.735      -0.480      1.0694 
          72     0.15000       COMB3 Combination         Max      -6.616     -22.836      -1.314      1.5297 
          72     1.25000       COMB3 Combination         Max      -6.616       3.128      -1.314      1.5297 
          72     2.35000       COMB3 Combination         Max      -6.616      29.092      -1.314      1.5297 
          72     0.15000       COMB3 Combination         Min      -6.616     -22.836      -1.314      1.5297 
          72     1.25000       COMB3 Combination         Min      -6.616       3.128      -1.314      1.5297 
          72     2.35000       COMB3 Combination         Min      -6.616      29.092      -1.314      1.5297 
          72     0.15000       COMB4 Combination         Max      -6.830     -20.810      -3.829      1.0852 
          72     1.25000       COMB4 Combination         Max      -6.830       5.154      -3.829      1.0852 
          72     2.35000       COMB4 Combination         Max      -6.830      31.118      -3.829      1.0852 
          72     0.15000       COMB4 Combination         Min      -6.830     -20.810      -3.829      1.0852 
          72     1.25000       COMB4 Combination         Min      -6.830       5.154      -3.829      1.0852 
          72     2.35000       COMB4 Combination         Min      -6.830      31.118      -3.829      1.0852 
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          72     0.15000       COMB5 Combination         Max      -7.315     -23.493      -1.320      1.5526 
          72     1.25000       COMB5 Combination         Max      -7.315       4.259      -1.320      1.5526 
          72     2.35000       COMB5 Combination         Max      -7.315      32.010      -1.320      1.5526 
          72     0.15000       COMB5 Combination         Min      -7.315     -23.493      -1.320      1.5526 
          72     1.25000       COMB5 Combination         Min      -7.315       4.259      -1.320      1.5526 
          72     2.35000       COMB5 Combination         Min      -7.315      32.010      -1.320      1.5526 
          72     0.15000       COMB6 Combination         Max      -7.529     -21.467      -3.836      1.1081 
          72     1.25000       COMB6 Combination         Max      -7.529       6.285      -3.836      1.1081 
          72     2.35000       COMB6 Combination         Max      -7.529      34.037      -3.836      1.1081 
          72     0.15000       COMB6 Combination         Min      -7.529     -21.467      -3.836      1.1081 
          72     1.25000       COMB6 Combination         Min      -7.529       6.285      -3.836      1.1081 
          72     2.35000       COMB6 Combination         Min      -7.529      34.037      -3.836      1.1081 
          72     0.15000       COMB7 Combination         Max       1.950     -21.125       0.424     -0.8793 
          72     1.25000       COMB7 Combination         Max       1.950       5.279       0.424     -0.8793 
          72     2.35000       COMB7 Combination         Max       1.950      31.683       0.424     -0.8793 
          72     0.15000       COMB7 Combination         Min       1.950     -21.125       0.424     -0.8793 
          72     1.25000       COMB7 Combination         Min       1.950       5.279       0.424     -0.8793 
          72     2.35000       COMB7 Combination         Min       1.950      31.683       0.424     -0.8793 
          72     0.15000       COMB8 Combination         Max       1.250     -21.782       0.417     -0.8564 
          72     1.25000       COMB8 Combination         Max       1.250       6.410       0.417     -0.8564 
          72     2.35000       COMB8 Combination         Max       1.250      34.601       0.417     -0.8564 
          72     0.15000       COMB8 Combination         Min       1.250     -21.782       0.417     -0.8564 
          72     1.25000       COMB8 Combination         Min       1.250       6.410       0.417     -0.8564 
          72     2.35000       COMB8 Combination         Min       1.250      34.601       0.417     -0.8564 
          72     0.15000       COMB9 Combination         Max       0.848     -20.970      -0.416     -0.3961 
          72     1.25000       COMB9 Combination         Max       0.848       4.994      -0.416     -0.3961 
          72     2.35000       COMB9 Combination         Max       0.848      30.958      -0.416     -0.3961 
          72     0.15000       COMB9 Combination         Min       0.848     -20.970      -0.416     -0.3961 
          72     1.25000       COMB9 Combination         Min       0.848       4.994      -0.416     -0.3961 
          72     2.35000       COMB9 Combination         Min       0.848      30.958      -0.416     -0.3961 
          72     0.15000      COMB10 Combination         Max       0.635     -18.943      -2.932     -0.8406 
          72     1.25000      COMB10 Combination         Max       0.635       7.021      -2.932     -0.8406 
          72     2.35000      COMB10 Combination         Max       0.635      32.985      -2.932     -0.8406 
          72     0.15000      COMB10 Combination         Min       0.635     -18.943      -2.932     -0.8406 
          72     1.25000      COMB10 Combination         Min       0.635       7.021      -2.932     -0.8406 
          72     2.35000      COMB10 Combination         Min       0.635      32.985      -2.932     -0.8406 
          72     0.15000      COMB11 Combination         Max       0.149     -21.626      -0.423     -0.3733 
          72     1.25000      COMB11 Combination         Max       0.149       6.125      -0.423     -0.3733 
          72     2.35000      COMB11 Combination         Max       0.149      33.877      -0.423     -0.3733 
          72     0.15000      COMB11 Combination         Min       0.149     -21.626      -0.423     -0.3733 
          72     1.25000      COMB11 Combination         Min       0.149       6.125      -0.423     -0.3733 
          72     2.35000      COMB11 Combination         Min       0.149      33.877      -0.423     -0.3733 
          72     0.15000      COMB12 Combination         Max      -0.065     -19.600      -2.939     -0.8178 
          72     1.25000      COMB12 Combination         Max      -0.065       8.151      -2.939     -0.8178 
          72     2.35000      COMB12 Combination         Max      -0.065      35.903      -2.939     -0.8178 
          72     0.15000      COMB12 Combination         Min      -0.065     -19.600      -2.939     -0.8178 
          72     1.25000      COMB12 Combination         Min      -0.065       8.151      -2.939     -0.8178 
          72     2.35000      COMB12 Combination         Min      -0.065      35.903      -2.939     -0.8178 
          72     0.15000      COMB13 Combination         Max      -0.626     -22.573       1.202      1.1365 
          72     1.25000      COMB13 Combination         Max      -0.626       5.618       1.202      1.1365 
          72     2.35000      COMB13 Combination         Max      -0.626      33.810       1.202      1.1365 
          72     0.15000      COMB13 Combination         Min      -4.338     -22.857      -1.265     -0.9235 
          72     1.25000      COMB13 Combination         Min      -4.338       5.335      -1.265     -0.9235 
          72     2.35000      COMB13 Combination         Min      -4.338      33.526      -1.265     -0.9235 
          72     0.15000      COMB14 Combination         Max      -2.177     -18.322       3.249      0.2413 
          72     1.25000      COMB14 Combination         Max      -2.177       9.870       3.249      0.2413 
          72     2.35000      COMB14 Combination         Max      -2.177      38.062       3.249      0.2413 
          72     0.15000      COMB14 Combination         Min      -2.787     -27.109      -3.313     -0.0283 
          72     1.25000      COMB14 Combination         Min      -2.787       1.083      -3.313     -0.0283 
          72     2.35000      COMB14 Combination         Min      -2.787      29.275      -3.313     -0.0283 
          72     0.15000         INV Combination         Max       1.950     -18.322       3.249      1.5526 
          72     1.25000         INV Combination         Max       1.950       9.870       3.249      1.5526 
          72     2.35000         INV Combination         Max       1.950      38.062       3.249      1.5526 
          72     0.15000         INV Combination         Min      -7.529     -27.109      -3.836     -0.9235 
          72     1.25000         INV Combination         Min      -7.529       1.083      -3.836     -0.9235 
          72     2.35000         INV Combination         Min      -7.529      29.092      -3.836     -0.9235 
          73     0.15000          PP   LinStatic                  -2.408     -15.447  -3.600E-15  -9.975E-16 
          73     3.38333          PP   LinStatic                  -2.408      -5.149  -3.600E-15  -9.975E-16 
          73     6.61667          PP   LinStatic                  -2.408       5.149  -3.600E-15  -9.975E-16 
          73     9.85000          PP   LinStatic                  -2.408      15.447  -3.600E-15  -9.975E-16 
          73     0.15000        PERM   LinStatic                  -4.125     -23.038  -6.722E-16  -2.353E-16 
          73     3.38333        PERM   LinStatic                  -4.125      -7.679  -6.722E-16  -2.353E-16 
          73     6.61667        PERM   LinStatic                  -4.125       7.679  -6.722E-16  -2.353E-16 
          73     9.85000        PERM   LinStatic                  -4.125      23.038  -6.722E-16  -2.353E-16 
          73     0.15000        NEVE   LinStatic                  -2.823     -15.763  -1.670E-16  -9.541E-17 
          73     3.38333        NEVE   LinStatic                  -2.823      -5.254  -1.670E-16  -9.541E-17 
          73     6.61667        NEVE   LinStatic                  -2.823       5.254  -1.670E-16  -9.541E-17 
          73     9.85000        NEVE   LinStatic                  -2.823      15.763  -1.670E-16  -9.541E-17 
          73     0.15000      VENTOX   LinStatic                   0.695       3.880   3.789E-15   5.902E-17 
          73     3.38333      VENTOX   LinStatic                   0.695       1.293   3.789E-15   5.902E-17 
          73     6.61667      VENTOX   LinStatic                   0.695      -1.293   3.789E-15   5.902E-17 
          73     9.85000      VENTOX   LinStatic                   0.695      -3.880   3.789E-15   5.902E-17 
          73     0.15000      VENTOY   LinStatic                  -0.093       5.455       0.054   4.554E-06 
          73     3.38333      VENTOY   LinStatic                  -0.093       2.868       0.054   4.554E-06 
          73     6.61667      VENTOY   LinStatic                  -0.093       0.282       0.054   4.554E-06 
          73     9.85000      VENTOY   LinStatic                  -0.093      -2.305       0.054   4.554E-06 
          73     0.15000      SISMAX LinRespSpec         Max   1.916E-03   1.091E-09   1.514E-09   4.586E-10 
          73     3.38333      SISMAX LinRespSpec         Max   1.916E-03   1.091E-09   1.514E-09   4.586E-10 
          73     6.61667      SISMAX LinRespSpec         Max   1.916E-03   1.091E-09   1.514E-09   4.586E-10 
          73     9.85000      SISMAX LinRespSpec         Max   1.916E-03   1.091E-09   1.514E-09   4.586E-10 
          73     0.15000      SISMAY LinRespSpec         Max   8.794E-07       4.152       0.104   7.170E-04 
          73     3.38333      SISMAY LinRespSpec         Max   8.794E-07       4.152       0.104   7.170E-04 
          73     6.61667      SISMAY LinRespSpec         Max   8.794E-07       4.152       0.104   7.170E-04 
          73     9.85000      SISMAY LinRespSpec         Max   8.794E-07       4.152       0.104   7.170E-04 
          73     0.15000        TERM   LinStatic                  -1.805   4.174E-14   1.193E-14   6.158E-17 
          73     3.38333        TERM   LinStatic                  -1.805   4.174E-14   1.193E-14   6.158E-17 
          73     6.61667        TERM   LinStatic                  -1.805   4.174E-14   1.193E-14   6.158E-17 
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          73     9.85000        TERM   LinStatic                  -1.805   4.174E-14   1.193E-14   6.158E-17 
          73     0.15000       COMB1 Combination         Max      -8.339     -38.485   7.662E-15  -1.171E-15 
          73     3.38333       COMB1 Combination         Max      -8.339     -12.828   7.662E-15  -1.171E-15 
          73     6.61667       COMB1 Combination         Max      -8.339      12.828   7.662E-15  -1.171E-15 
          73     9.85000       COMB1 Combination         Max      -8.339      38.485   7.662E-15  -1.171E-15 
          73     0.15000       COMB1 Combination         Min      -8.339     -38.485   7.662E-15  -1.171E-15 
          73     3.38333       COMB1 Combination         Min      -8.339     -12.828   7.662E-15  -1.171E-15 
          73     6.61667       COMB1 Combination         Min      -8.339      12.828   7.662E-15  -1.171E-15 
          73     9.85000       COMB1 Combination         Min      -8.339      38.485   7.662E-15  -1.171E-15 
          73     0.15000       COMB2 Combination         Max     -11.161     -54.247   7.495E-15  -1.267E-15 
          73     3.38333       COMB2 Combination         Max     -11.161     -18.082   7.495E-15  -1.267E-15 
          73     6.61667       COMB2 Combination         Max     -11.161      18.082   7.495E-15  -1.267E-15 
          73     9.85000       COMB2 Combination         Max     -11.161      54.247   7.495E-15  -1.267E-15 
          73     0.15000       COMB2 Combination         Min     -11.161     -54.247   7.495E-15  -1.267E-15 
          73     3.38333       COMB2 Combination         Min     -11.161     -18.082   7.495E-15  -1.267E-15 
          73     6.61667       COMB2 Combination         Min     -11.161      18.082   7.495E-15  -1.267E-15 
          73     9.85000       COMB2 Combination         Min     -11.161      54.247   7.495E-15  -1.267E-15 
          73     0.15000       COMB3 Combination         Max      -7.643     -34.605   1.145E-14  -1.112E-15 
          73     3.38333       COMB3 Combination         Max      -7.643     -11.535   1.145E-14  -1.112E-15 
          73     6.61667       COMB3 Combination         Max      -7.643      11.535   1.145E-14  -1.112E-15 
          73     9.85000       COMB3 Combination         Max      -7.643      34.605   1.145E-14  -1.112E-15 
          73     0.15000       COMB3 Combination         Min      -7.643     -34.605   1.145E-14  -1.112E-15 
          73     3.38333       COMB3 Combination         Min      -7.643     -11.535   1.145E-14  -1.112E-15 
          73     6.61667       COMB3 Combination         Min      -7.643      11.535   1.145E-14  -1.112E-15 
          73     9.85000       COMB3 Combination         Min      -7.643      34.605   1.145E-14  -1.112E-15 
          73     0.15000       COMB4 Combination         Max      -8.431     -33.030       0.054   4.554E-06 
          73     3.38333       COMB4 Combination         Max      -8.431      -9.960       0.054   4.554E-06 
          73     6.61667       COMB4 Combination         Max      -8.431      13.110       0.054   4.554E-06 
          73     9.85000       COMB4 Combination         Max      -8.431      36.180       0.054   4.554E-06 
          73     0.15000       COMB4 Combination         Min      -8.431     -33.030       0.054   4.554E-06 
          73     3.38333       COMB4 Combination         Min      -8.431      -9.960       0.054   4.554E-06 
          73     6.61667       COMB4 Combination         Min      -8.431      13.110       0.054   4.554E-06 
          73     9.85000       COMB4 Combination         Min      -8.431      36.180       0.054   4.554E-06 
          73     0.15000       COMB5 Combination         Max     -10.466     -50.367   1.128E-14  -1.208E-15 
          73     3.38333       COMB5 Combination         Max     -10.466     -16.789   1.128E-14  -1.208E-15 
          73     6.61667       COMB5 Combination         Max     -10.466      16.789   1.128E-14  -1.208E-15 
          73     9.85000       COMB5 Combination         Max     -10.466      50.367   1.128E-14  -1.208E-15 
          73     0.15000       COMB5 Combination         Min     -10.466     -50.367   1.128E-14  -1.208E-15 
          73     3.38333       COMB5 Combination         Min     -10.466     -16.789   1.128E-14  -1.208E-15 
          73     6.61667       COMB5 Combination         Min     -10.466      16.789   1.128E-14  -1.208E-15 
          73     9.85000       COMB5 Combination         Min     -10.466      50.367   1.128E-14  -1.208E-15 
          73     0.15000       COMB6 Combination         Max     -11.254     -48.792       0.054   4.554E-06 
          73     3.38333       COMB6 Combination         Max     -11.254     -15.214       0.054   4.554E-06 
          73     6.61667       COMB6 Combination         Max     -11.254      18.364       0.054   4.554E-06 
          73     9.85000       COMB6 Combination         Max     -11.254      51.942       0.054   4.554E-06 
          73     0.15000       COMB6 Combination         Min     -11.254     -48.792       0.054   4.554E-06 
          73     3.38333       COMB6 Combination         Min     -11.254     -15.214       0.054   4.554E-06 
          73     6.61667       COMB6 Combination         Min     -11.254      18.364       0.054   4.554E-06 
          73     9.85000       COMB6 Combination         Min     -11.254      51.942       0.054   4.554E-06 
          73     0.15000       COMB7 Combination         Max      -4.728     -38.485  -1.621E-14  -1.294E-15 
          73     3.38333       COMB7 Combination         Max      -4.728     -12.828  -1.621E-14  -1.294E-15 
          73     6.61667       COMB7 Combination         Max      -4.728      12.828  -1.621E-14  -1.294E-15 
          73     9.85000       COMB7 Combination         Max      -4.728      38.485  -1.621E-14  -1.294E-15 
          73     0.15000       COMB7 Combination         Min      -4.728     -38.485  -1.621E-14  -1.294E-15 
          73     3.38333       COMB7 Combination         Min      -4.728     -12.828  -1.621E-14  -1.294E-15 
          73     6.61667       COMB7 Combination         Min      -4.728      12.828  -1.621E-14  -1.294E-15 
          73     9.85000       COMB7 Combination         Min      -4.728      38.485  -1.621E-14  -1.294E-15 
          73     0.15000       COMB8 Combination         Max      -7.550     -54.247  -1.637E-14  -1.390E-15 
          73     3.38333       COMB8 Combination         Max      -7.550     -18.082  -1.637E-14  -1.390E-15 
          73     6.61667       COMB8 Combination         Max      -7.550      18.082  -1.637E-14  -1.390E-15 
          73     9.85000       COMB8 Combination         Max      -7.550      54.247  -1.637E-14  -1.390E-15 
          73     0.15000       COMB8 Combination         Min      -7.550     -54.247  -1.637E-14  -1.390E-15 
          73     3.38333       COMB8 Combination         Min      -7.550     -18.082  -1.637E-14  -1.390E-15 
          73     6.61667       COMB8 Combination         Min      -7.550      18.082  -1.637E-14  -1.390E-15 
          73     9.85000       COMB8 Combination         Min      -7.550      54.247  -1.637E-14  -1.390E-15 
          73     0.15000       COMB9 Combination         Max      -4.033     -34.605  -1.242E-14  -1.235E-15 
          73     3.38333       COMB9 Combination         Max      -4.033     -11.535  -1.242E-14  -1.235E-15 
          73     6.61667       COMB9 Combination         Max      -4.033      11.535  -1.242E-14  -1.235E-15 
          73     9.85000       COMB9 Combination         Max      -4.033      34.605  -1.242E-14  -1.235E-15 
          73     0.15000       COMB9 Combination         Min      -4.033     -34.605  -1.242E-14  -1.235E-15 
          73     3.38333       COMB9 Combination         Min      -4.033     -11.535  -1.242E-14  -1.235E-15 
          73     6.61667       COMB9 Combination         Min      -4.033      11.535  -1.242E-14  -1.235E-15 
          73     9.85000       COMB9 Combination         Min      -4.033      34.605  -1.242E-14  -1.235E-15 
          73     0.15000      COMB10 Combination         Max      -4.821     -33.030       0.054   4.554E-06 
          73     3.38333      COMB10 Combination         Max      -4.821      -9.960       0.054   4.554E-06 
          73     6.61667      COMB10 Combination         Max      -4.821      13.110       0.054   4.554E-06 
          73     9.85000      COMB10 Combination         Max      -4.821      36.180       0.054   4.554E-06 
          73     0.15000      COMB10 Combination         Min      -4.821     -33.030       0.054   4.554E-06 
          73     3.38333      COMB10 Combination         Min      -4.821      -9.960       0.054   4.554E-06 
          73     6.61667      COMB10 Combination         Min      -4.821      13.110       0.054   4.554E-06 
          73     9.85000      COMB10 Combination         Min      -4.821      36.180       0.054   4.554E-06 
          73     0.15000      COMB11 Combination         Max      -6.855     -50.367  -1.259E-14  -1.331E-15 
          73     3.38333      COMB11 Combination         Max      -6.855     -16.789  -1.259E-14  -1.331E-15 
          73     6.61667      COMB11 Combination         Max      -6.855      16.789  -1.259E-14  -1.331E-15 
          73     9.85000      COMB11 Combination         Max      -6.855      50.367  -1.259E-14  -1.331E-15 
          73     0.15000      COMB11 Combination         Min      -6.855     -50.367  -1.259E-14  -1.331E-15 
          73     3.38333      COMB11 Combination         Min      -6.855     -16.789  -1.259E-14  -1.331E-15 
          73     6.61667      COMB11 Combination         Min      -6.855      16.789  -1.259E-14  -1.331E-15 
          73     9.85000      COMB11 Combination         Min      -6.855      50.367  -1.259E-14  -1.331E-15 
          73     0.15000      COMB12 Combination         Max      -7.643     -48.792       0.054   4.554E-06 
          73     3.38333      COMB12 Combination         Max      -7.643     -15.214       0.054   4.554E-06 
          73     6.61667      COMB12 Combination         Max      -7.643      18.364       0.054   4.554E-06 
          73     9.85000      COMB12 Combination         Max      -7.643      51.942       0.054   4.554E-06 
          73     0.15000      COMB12 Combination         Min      -7.643     -48.792       0.054   4.554E-06 
          73     3.38333      COMB12 Combination         Min      -7.643     -15.214       0.054   4.554E-06 
          73     6.61667      COMB12 Combination         Min      -7.643      18.364       0.054   4.554E-06 
          73     9.85000      COMB12 Combination         Min      -7.643      51.942       0.054   4.554E-06 
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          73     0.15000      COMB13 Combination         Max      -9.354     -54.247   1.514E-09   4.586E-10 
          73     3.38333      COMB13 Combination         Max      -9.354     -18.082   1.514E-09   4.586E-10 
          73     6.61667      COMB13 Combination         Max      -9.354      18.082   1.514E-09   4.586E-10 
          73     9.85000      COMB13 Combination         Max      -9.354      54.247   1.514E-09   4.586E-10 
          73     0.15000      COMB13 Combination         Min      -9.358     -54.247  -1.514E-09  -4.586E-10 
          73     3.38333      COMB13 Combination         Min      -9.358     -18.082  -1.514E-09  -4.586E-10 
          73     6.61667      COMB13 Combination         Min      -9.358      18.082  -1.514E-09  -4.586E-10 
          73     9.85000      COMB13 Combination         Min      -9.358      54.247  -1.514E-09  -4.586E-10 
          73     0.15000      COMB14 Combination         Max      -9.356     -50.095       0.104   7.170E-04 
          73     3.38333      COMB14 Combination         Max      -9.356     -13.930       0.104   7.170E-04 
          73     6.61667      COMB14 Combination         Max      -9.356      22.235       0.104   7.170E-04 
          73     9.85000      COMB14 Combination         Max      -9.356      58.400       0.104   7.170E-04 
          73     0.15000      COMB14 Combination         Min      -9.356     -58.400      -0.104  -7.170E-04 
          73     3.38333      COMB14 Combination         Min      -9.356     -22.235      -0.104  -7.170E-04 
          73     6.61667      COMB14 Combination         Min      -9.356      13.930      -0.104  -7.170E-04 
          73     9.85000      COMB14 Combination         Min      -9.356      50.095      -0.104  -7.170E-04 
          73     0.15000         INV Combination         Max      -4.033     -33.030       0.104   7.170E-04 
          73     3.38333         INV Combination         Max      -4.033      -9.960       0.104   7.170E-04 
          73     6.61667         INV Combination         Max      -4.033      22.235       0.104   7.170E-04 
          73     9.85000         INV Combination         Max      -4.033      58.400       0.104   7.170E-04 
          73     0.15000         INV Combination         Min     -11.254     -58.400      -0.104  -7.170E-04 
          73     3.38333         INV Combination         Min     -11.254     -22.235      -0.104  -7.170E-04 
          73     6.61667         INV Combination         Min     -11.254      11.535      -0.104  -7.170E-04 
          73     9.85000         INV Combination         Min     -11.254      34.605      -0.104  -7.170E-04 
          74     0.15000          PP   LinStatic                  -2.652     -15.447  -3.571E-15  -3.034E-15 
          74     3.38333          PP   LinStatic                  -2.652      -5.149  -3.571E-15  -3.034E-15 
          74     6.61667          PP   LinStatic                  -2.652       5.149  -3.571E-15  -3.034E-15 
          74     9.85000          PP   LinStatic                  -2.652      15.447  -3.571E-15  -3.034E-15 
          74     0.15000        PERM   LinStatic                  -7.215     -46.075  -6.562E-16  -8.254E-16 
          74     3.38333        PERM   LinStatic                  -7.215     -15.358  -6.562E-16  -8.254E-16 
          74     6.61667        PERM   LinStatic                  -7.215      15.358  -6.562E-16  -8.254E-16 
          74     9.85000        PERM   LinStatic                  -7.215      46.075  -6.562E-16  -8.254E-16 
          74     0.15000        NEVE   LinStatic                  -4.936     -31.525  -1.527E-16  -3.573E-16 
          74     3.38333        NEVE   LinStatic                  -4.936     -10.508  -1.527E-16  -3.573E-16 
          74     6.61667        NEVE   LinStatic                  -4.936      10.508  -1.527E-16  -3.573E-16 
          74     9.85000        NEVE   LinStatic                  -4.936      31.525  -1.527E-16  -3.573E-16 
          74     0.15000      VENTOX   LinStatic                   1.217       7.760   3.775E-15   9.744E-17 
          74     3.38333      VENTOX   LinStatic                   1.217       2.587   3.775E-15   9.744E-17 
          74     6.61667      VENTOX   LinStatic                   1.217      -2.587   3.775E-15   9.744E-17 
          74     9.85000      VENTOX   LinStatic                   1.217      -7.760   3.775E-15   9.744E-17 
          74     0.15000      VENTOY   LinStatic                  -0.558       9.134       0.044  -7.393E-05 
          74     3.38333      VENTOY   LinStatic                  -0.558       3.960       0.044  -7.393E-05 
          74     6.61667      VENTOY   LinStatic                  -0.558      -1.213       0.044  -7.393E-05 
          74     9.85000      VENTOY   LinStatic                  -0.558      -6.386       0.044  -7.393E-05 
          74     0.15000      SISMAX LinRespSpec         Max   3.813E-03   1.027E-09   8.980E-10   1.577E-10 
          74     3.38333      SISMAX LinRespSpec         Max   3.813E-03   1.027E-09   8.980E-10   1.577E-10 
          74     6.61667      SISMAX LinRespSpec         Max   3.813E-03   1.027E-09   8.980E-10   1.577E-10 
          74     9.85000      SISMAX LinRespSpec         Max   3.813E-03   1.027E-09   8.980E-10   1.577E-10 
          74     0.15000      SISMAY LinRespSpec         Max   7.950E-07       4.311       0.090   2.114E-04 
          74     3.38333      SISMAY LinRespSpec         Max   7.950E-07       4.311       0.090   2.114E-04 
          74     6.61667      SISMAY LinRespSpec         Max   7.950E-07       4.311       0.090   2.114E-04 
          74     9.85000      SISMAY LinRespSpec         Max   7.950E-07       4.311       0.090   2.114E-04 
          74     0.15000        TERM   LinStatic                  -2.005   5.551E-14   1.088E-14   3.740E-17 
          74     3.38333        TERM   LinStatic                  -2.005   5.551E-14   1.088E-14   3.740E-17 
          74     6.61667        TERM   LinStatic                  -2.005   5.551E-14   1.088E-14   3.740E-17 
          74     9.85000        TERM   LinStatic                  -2.005   5.551E-14   1.088E-14   3.740E-17 
          74     0.15000       COMB1 Combination         Max     -11.872     -61.522   6.653E-15  -3.822E-15 
          74     3.38333       COMB1 Combination         Max     -11.872     -20.507   6.653E-15  -3.822E-15 
          74     6.61667       COMB1 Combination         Max     -11.872      20.507   6.653E-15  -3.822E-15 
          74     9.85000       COMB1 Combination         Max     -11.872      61.522   6.653E-15  -3.822E-15 
          74     0.15000       COMB1 Combination         Min     -11.872     -61.522   6.653E-15  -3.822E-15 
          74     3.38333       COMB1 Combination         Min     -11.872     -20.507   6.653E-15  -3.822E-15 
          74     6.61667       COMB1 Combination         Min     -11.872      20.507   6.653E-15  -3.822E-15 
          74     9.85000       COMB1 Combination         Min     -11.872      61.522   6.653E-15  -3.822E-15 
          74     0.15000       COMB2 Combination         Max     -16.808     -93.047   6.500E-15  -4.179E-15 
          74     3.38333       COMB2 Combination         Max     -16.808     -31.016   6.500E-15  -4.179E-15 
          74     6.61667       COMB2 Combination         Max     -16.808      31.016   6.500E-15  -4.179E-15 
          74     9.85000       COMB2 Combination         Max     -16.808      93.047   6.500E-15  -4.179E-15 
          74     0.15000       COMB2 Combination         Min     -16.808     -93.047   6.500E-15  -4.179E-15 
          74     3.38333       COMB2 Combination         Min     -16.808     -31.016   6.500E-15  -4.179E-15 
          74     6.61667       COMB2 Combination         Min     -16.808      31.016   6.500E-15  -4.179E-15 
          74     9.85000       COMB2 Combination         Min     -16.808      93.047   6.500E-15  -4.179E-15 
          74     0.15000       COMB3 Combination         Max     -10.655     -53.762   1.043E-14  -3.725E-15 
          74     3.38333       COMB3 Combination         Max     -10.655     -17.921   1.043E-14  -3.725E-15 
          74     6.61667       COMB3 Combination         Max     -10.655      17.921   1.043E-14  -3.725E-15 
          74     9.85000       COMB3 Combination         Max     -10.655      53.762   1.043E-14  -3.725E-15 
          74     0.15000       COMB3 Combination         Min     -10.655     -53.762   1.043E-14  -3.725E-15 
          74     3.38333       COMB3 Combination         Min     -10.655     -17.921   1.043E-14  -3.725E-15 
          74     6.61667       COMB3 Combination         Min     -10.655      17.921   1.043E-14  -3.725E-15 
          74     9.85000       COMB3 Combination         Min     -10.655      53.762   1.043E-14  -3.725E-15 
          74     0.15000       COMB4 Combination         Max     -12.430     -52.389       0.044  -7.393E-05 
          74     3.38333       COMB4 Combination         Max     -12.430     -16.547       0.044  -7.393E-05 
          74     6.61667       COMB4 Combination         Max     -12.430      19.294       0.044  -7.393E-05 
          74     9.85000       COMB4 Combination         Max     -12.430      55.136       0.044  -7.393E-05 
          74     0.15000       COMB4 Combination         Min     -12.430     -52.389       0.044  -7.393E-05 
          74     3.38333       COMB4 Combination         Min     -12.430     -16.547       0.044  -7.393E-05 
          74     6.61667       COMB4 Combination         Min     -12.430      19.294       0.044  -7.393E-05 
          74     9.85000       COMB4 Combination         Min     -12.430      55.136       0.044  -7.393E-05 
          74     0.15000       COMB5 Combination         Max     -15.591     -85.287   1.028E-14  -4.082E-15 
          74     3.38333       COMB5 Combination         Max     -15.591     -28.429   1.028E-14  -4.082E-15 
          74     6.61667       COMB5 Combination         Max     -15.591      28.429   1.028E-14  -4.082E-15 
          74     9.85000       COMB5 Combination         Max     -15.591      85.287   1.028E-14  -4.082E-15 
          74     0.15000       COMB5 Combination         Min     -15.591     -85.287   1.028E-14  -4.082E-15 
          74     3.38333       COMB5 Combination         Min     -15.591     -28.429   1.028E-14  -4.082E-15 
          74     6.61667       COMB5 Combination         Min     -15.591      28.429   1.028E-14  -4.082E-15 
          74     9.85000       COMB5 Combination         Min     -15.591      85.287   1.028E-14  -4.082E-15 
          74     0.15000       COMB6 Combination         Max     -17.366     -83.914       0.044  -7.393E-05 
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          74     3.38333       COMB6 Combination         Max     -17.366     -27.055       0.044  -7.393E-05 
          74     6.61667       COMB6 Combination         Max     -17.366      29.803       0.044  -7.393E-05 
          74     9.85000       COMB6 Combination         Max     -17.366      86.661       0.044  -7.393E-05 
          74     0.15000       COMB6 Combination         Min     -17.366     -83.914       0.044  -7.393E-05 
          74     3.38333       COMB6 Combination         Min     -17.366     -27.055       0.044  -7.393E-05 
          74     6.61667       COMB6 Combination         Min     -17.366      29.803       0.044  -7.393E-05 
          74     9.85000       COMB6 Combination         Min     -17.366      86.661       0.044  -7.393E-05 
          74     0.15000       COMB7 Combination         Max      -7.861     -61.522  -1.511E-14  -3.897E-15 
          74     3.38333       COMB7 Combination         Max      -7.861     -20.507  -1.511E-14  -3.897E-15 
          74     6.61667       COMB7 Combination         Max      -7.861      20.507  -1.511E-14  -3.897E-15 
          74     9.85000       COMB7 Combination         Max      -7.861      61.522  -1.511E-14  -3.897E-15 
          74     0.15000       COMB7 Combination         Min      -7.861     -61.522  -1.511E-14  -3.897E-15 
          74     3.38333       COMB7 Combination         Min      -7.861     -20.507  -1.511E-14  -3.897E-15 
          74     6.61667       COMB7 Combination         Min      -7.861      20.507  -1.511E-14  -3.897E-15 
          74     9.85000       COMB7 Combination         Min      -7.861      61.522  -1.511E-14  -3.897E-15 
          74     0.15000       COMB8 Combination         Max     -12.798     -93.047  -1.526E-14  -4.254E-15 
          74     3.38333       COMB8 Combination         Max     -12.798     -31.016  -1.526E-14  -4.254E-15 
          74     6.61667       COMB8 Combination         Max     -12.798      31.016  -1.526E-14  -4.254E-15 
          74     9.85000       COMB8 Combination         Max     -12.798      93.047  -1.526E-14  -4.254E-15 
          74     0.15000       COMB8 Combination         Min     -12.798     -93.047  -1.526E-14  -4.254E-15 
          74     3.38333       COMB8 Combination         Min     -12.798     -31.016  -1.526E-14  -4.254E-15 
          74     6.61667       COMB8 Combination         Min     -12.798      31.016  -1.526E-14  -4.254E-15 
          74     9.85000       COMB8 Combination         Min     -12.798      93.047  -1.526E-14  -4.254E-15 
          74     0.15000       COMB9 Combination         Max      -6.644     -53.762  -1.133E-14  -3.799E-15 
          74     3.38333       COMB9 Combination         Max      -6.644     -17.921  -1.133E-14  -3.799E-15 
          74     6.61667       COMB9 Combination         Max      -6.644      17.921  -1.133E-14  -3.799E-15 
          74     9.85000       COMB9 Combination         Max      -6.644      53.762  -1.133E-14  -3.799E-15 
          74     0.15000       COMB9 Combination         Min      -6.644     -53.762  -1.133E-14  -3.799E-15 
          74     3.38333       COMB9 Combination         Min      -6.644     -17.921  -1.133E-14  -3.799E-15 
          74     6.61667       COMB9 Combination         Min      -6.644      17.921  -1.133E-14  -3.799E-15 
          74     9.85000       COMB9 Combination         Min      -6.644      53.762  -1.133E-14  -3.799E-15 
          74     0.15000      COMB10 Combination         Max      -8.419     -52.389       0.044  -7.393E-05 
          74     3.38333      COMB10 Combination         Max      -8.419     -16.547       0.044  -7.393E-05 
          74     6.61667      COMB10 Combination         Max      -8.419      19.294       0.044  -7.393E-05 
          74     9.85000      COMB10 Combination         Max      -8.419      55.136       0.044  -7.393E-05 
          74     0.15000      COMB10 Combination         Min      -8.419     -52.389       0.044  -7.393E-05 
          74     3.38333      COMB10 Combination         Min      -8.419     -16.547       0.044  -7.393E-05 
          74     6.61667      COMB10 Combination         Min      -8.419      19.294       0.044  -7.393E-05 
          74     9.85000      COMB10 Combination         Min      -8.419      55.136       0.044  -7.393E-05 
          74     0.15000      COMB11 Combination         Max     -11.581     -85.287  -1.149E-14  -4.157E-15 
          74     3.38333      COMB11 Combination         Max     -11.581     -28.429  -1.149E-14  -4.157E-15 
          74     6.61667      COMB11 Combination         Max     -11.581      28.429  -1.149E-14  -4.157E-15 
          74     9.85000      COMB11 Combination         Max     -11.581      85.287  -1.149E-14  -4.157E-15 
          74     0.15000      COMB11 Combination         Min     -11.581     -85.287  -1.149E-14  -4.157E-15 
          74     3.38333      COMB11 Combination         Min     -11.581     -28.429  -1.149E-14  -4.157E-15 
          74     6.61667      COMB11 Combination         Min     -11.581      28.429  -1.149E-14  -4.157E-15 
          74     9.85000      COMB11 Combination         Min     -11.581      85.287  -1.149E-14  -4.157E-15 
          74     0.15000      COMB12 Combination         Max     -13.356     -83.914       0.044  -7.393E-05 
          74     3.38333      COMB12 Combination         Max     -13.356     -27.055       0.044  -7.393E-05 
          74     6.61667      COMB12 Combination         Max     -13.356      29.803       0.044  -7.393E-05 
          74     9.85000      COMB12 Combination         Max     -13.356      86.661       0.044  -7.393E-05 
          74     0.15000      COMB12 Combination         Min     -13.356     -83.914       0.044  -7.393E-05 
          74     3.38333      COMB12 Combination         Min     -13.356     -27.055       0.044  -7.393E-05 
          74     6.61667      COMB12 Combination         Min     -13.356      29.803       0.044  -7.393E-05 
          74     9.85000      COMB12 Combination         Min     -13.356      86.661       0.044  -7.393E-05 
          74     0.15000      COMB13 Combination         Max     -14.799     -93.047   8.980E-10   1.577E-10 
          74     3.38333      COMB13 Combination         Max     -14.799     -31.016   8.980E-10   1.577E-10 
          74     6.61667      COMB13 Combination         Max     -14.799      31.016   8.980E-10   1.577E-10 
          74     9.85000      COMB13 Combination         Max     -14.799      93.047   8.980E-10   1.577E-10 
          74     0.15000      COMB13 Combination         Min     -14.807     -93.047  -8.980E-10  -1.577E-10 
          74     3.38333      COMB13 Combination         Min     -14.807     -31.016  -8.980E-10  -1.577E-10 
          74     6.61667      COMB13 Combination         Min     -14.807      31.016  -8.980E-10  -1.577E-10 
          74     9.85000      COMB13 Combination         Min     -14.807      93.047  -8.980E-10  -1.577E-10 
          74     0.15000      COMB14 Combination         Max     -14.803     -88.736       0.090   2.114E-04 
          74     3.38333      COMB14 Combination         Max     -14.803     -26.704       0.090   2.114E-04 
          74     6.61667      COMB14 Combination         Max     -14.803      35.327       0.090   2.114E-04 
          74     9.85000      COMB14 Combination         Max     -14.803      97.359       0.090   2.114E-04 
          74     0.15000      COMB14 Combination         Min     -14.803     -97.359      -0.090  -2.114E-04 
          74     3.38333      COMB14 Combination         Min     -14.803     -35.327      -0.090  -2.114E-04 
          74     6.61667      COMB14 Combination         Min     -14.803      26.704      -0.090  -2.114E-04 
          74     9.85000      COMB14 Combination         Min     -14.803      88.736      -0.090  -2.114E-04 
          74     0.15000         INV Combination         Max      -6.644     -52.389       0.090   2.114E-04 
          74     3.38333         INV Combination         Max      -6.644     -16.547       0.090   2.114E-04 
          74     6.61667         INV Combination         Max      -6.644      35.327       0.090   2.114E-04 
          74     9.85000         INV Combination         Max      -6.644      97.359       0.090   2.114E-04 
          74     0.15000         INV Combination         Min     -17.366     -97.359      -0.090  -2.114E-04 
          74     3.38333         INV Combination         Min     -17.366     -35.327      -0.090  -2.114E-04 
          74     6.61667         INV Combination         Min     -17.366      17.921      -0.090  -2.114E-04 
          74     9.85000         INV Combination         Min     -17.366      53.762      -0.090  -2.114E-04 
          75     0.15000          PP   LinStatic                  -2.619     -15.447  -3.370E-15  -3.530E-15 
          75     3.38333          PP   LinStatic                  -2.619      -5.149  -3.370E-15  -3.530E-15 
          75     6.61667          PP   LinStatic                  -2.619       5.149  -3.370E-15  -3.530E-15 
          75     9.85000          PP   LinStatic                  -2.619      15.447  -3.370E-15  -3.530E-15 
          75     0.15000        PERM   LinStatic                  -7.867     -46.075  -5.829E-16  -9.817E-16 
          75     3.38333        PERM   LinStatic                  -7.867     -15.358  -5.829E-16  -9.817E-16 
          75     6.61667        PERM   LinStatic                  -7.867      15.358  -5.829E-16  -9.817E-16 
          75     9.85000        PERM   LinStatic                  -7.867      46.075  -5.829E-16  -9.817E-16 
          75     0.15000        NEVE   LinStatic                  -5.383     -31.525  -1.076E-16  -4.249E-16 
          75     3.38333        NEVE   LinStatic                  -5.383     -10.508  -1.076E-16  -4.249E-16 
          75     6.61667        NEVE   LinStatic                  -5.383      10.508  -1.076E-16  -4.249E-16 
          75     9.85000        NEVE   LinStatic                  -5.383      31.525  -1.076E-16  -4.249E-16 
          75     0.15000      VENTOX   LinStatic                   1.311       7.760   3.612E-15   1.140E-16 
          75     3.38333      VENTOX   LinStatic                   1.311       2.587   3.612E-15   1.140E-16 
          75     6.61667      VENTOX   LinStatic                   1.311      -2.587   3.612E-15   1.140E-16 
          75     9.85000      VENTOX   LinStatic                   1.311      -7.760   3.612E-15   1.140E-16 
          75     0.15000      VENTOY   LinStatic                  -0.450       9.093       0.022  -1.452E-04 
          75     3.38333      VENTOY   LinStatic                  -0.450       3.920       0.022  -1.452E-04 
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          75     6.61667      VENTOY   LinStatic                  -0.450      -1.254       0.022  -1.452E-04 
          75     9.85000      VENTOY   LinStatic                  -0.450      -6.427       0.022  -1.452E-04 
          75     0.15000      SISMAX LinRespSpec         Max       0.020   8.531E-10   1.220E-09   3.125E-10 
          75     3.38333      SISMAX LinRespSpec         Max       0.020   8.531E-10   1.220E-09   3.125E-10 
          75     6.61667      SISMAX LinRespSpec         Max       0.020   8.531E-10   1.220E-09   3.125E-10 
          75     9.85000      SISMAX LinRespSpec         Max       0.020   8.531E-10   1.220E-09   3.125E-10 
          75     0.15000      SISMAY LinRespSpec         Max   7.312E-07       4.116       0.058   5.261E-04 
          75     3.38333      SISMAY LinRespSpec         Max   7.312E-07       4.116       0.058   5.261E-04 
          75     6.61667      SISMAY LinRespSpec         Max   7.312E-07       4.116       0.058   5.261E-04 
          75     9.85000      SISMAY LinRespSpec         Max   7.312E-07       4.116       0.058   5.261E-04 
          75     0.15000        TERM   LinStatic                  -1.987   5.906E-14   8.507E-15   3.334E-17 
          75     3.38333        TERM   LinStatic                  -1.987   5.906E-14   8.507E-15   3.334E-17 
          75     6.61667        TERM   LinStatic                  -1.987   5.906E-14   8.507E-15   3.334E-17 
          75     9.85000        TERM   LinStatic                  -1.987   5.906E-14   8.507E-15   3.334E-17 
          75     0.15000       COMB1 Combination         Max     -12.474     -61.522   4.554E-15  -4.478E-15 
          75     3.38333       COMB1 Combination         Max     -12.474     -20.507   4.554E-15  -4.478E-15 
          75     6.61667       COMB1 Combination         Max     -12.474      20.507   4.554E-15  -4.478E-15 
          75     9.85000       COMB1 Combination         Max     -12.474      61.522   4.554E-15  -4.478E-15 
          75     0.15000       COMB1 Combination         Min     -12.474     -61.522   4.554E-15  -4.478E-15 
          75     3.38333       COMB1 Combination         Min     -12.474     -20.507   4.554E-15  -4.478E-15 
          75     6.61667       COMB1 Combination         Min     -12.474      20.507   4.554E-15  -4.478E-15 
          75     9.85000       COMB1 Combination         Min     -12.474      61.522   4.554E-15  -4.478E-15 
          75     0.15000       COMB2 Combination         Max     -17.857     -93.047   4.447E-15  -4.903E-15 
          75     3.38333       COMB2 Combination         Max     -17.857     -31.016   4.447E-15  -4.903E-15 
          75     6.61667       COMB2 Combination         Max     -17.857      31.016   4.447E-15  -4.903E-15 
          75     9.85000       COMB2 Combination         Max     -17.857      93.047   4.447E-15  -4.903E-15 
          75     0.15000       COMB2 Combination         Min     -17.857     -93.047   4.447E-15  -4.903E-15 
          75     3.38333       COMB2 Combination         Min     -17.857     -31.016   4.447E-15  -4.903E-15 
          75     6.61667       COMB2 Combination         Min     -17.857      31.016   4.447E-15  -4.903E-15 
          75     9.85000       COMB2 Combination         Min     -17.857      93.047   4.447E-15  -4.903E-15 
          75     0.15000       COMB3 Combination         Max     -11.163     -53.762   8.166E-15  -4.364E-15 
          75     3.38333       COMB3 Combination         Max     -11.163     -17.921   8.166E-15  -4.364E-15 
          75     6.61667       COMB3 Combination         Max     -11.163      17.921   8.166E-15  -4.364E-15 
          75     9.85000       COMB3 Combination         Max     -11.163      53.762   8.166E-15  -4.364E-15 
          75     0.15000       COMB3 Combination         Min     -11.163     -53.762   8.166E-15  -4.364E-15 
          75     3.38333       COMB3 Combination         Min     -11.163     -17.921   8.166E-15  -4.364E-15 
          75     6.61667       COMB3 Combination         Min     -11.163      17.921   8.166E-15  -4.364E-15 
          75     9.85000       COMB3 Combination         Min     -11.163      53.762   8.166E-15  -4.364E-15 
          75     0.15000       COMB4 Combination         Max     -12.924     -52.429       0.022  -1.452E-04 
          75     3.38333       COMB4 Combination         Max     -12.924     -16.588       0.022  -1.452E-04 
          75     6.61667       COMB4 Combination         Max     -12.924      19.254       0.022  -1.452E-04 
          75     9.85000       COMB4 Combination         Max     -12.924      55.095       0.022  -1.452E-04 
          75     0.15000       COMB4 Combination         Min     -12.924     -52.429       0.022  -1.452E-04 
          75     3.38333       COMB4 Combination         Min     -12.924     -16.588       0.022  -1.452E-04 
          75     6.61667       COMB4 Combination         Min     -12.924      19.254       0.022  -1.452E-04 
          75     9.85000       COMB4 Combination         Min     -12.924      55.095       0.022  -1.452E-04 
          75     0.15000       COMB5 Combination         Max     -16.545     -85.287   8.058E-15  -4.789E-15 
          75     3.38333       COMB5 Combination         Max     -16.545     -28.429   8.058E-15  -4.789E-15 
          75     6.61667       COMB5 Combination         Max     -16.545      28.429   8.058E-15  -4.789E-15 
          75     9.85000       COMB5 Combination         Max     -16.545      85.287   8.058E-15  -4.789E-15 
          75     0.15000       COMB5 Combination         Min     -16.545     -85.287   8.058E-15  -4.789E-15 
          75     3.38333       COMB5 Combination         Min     -16.545     -28.429   8.058E-15  -4.789E-15 
          75     6.61667       COMB5 Combination         Min     -16.545      28.429   8.058E-15  -4.789E-15 
          75     9.85000       COMB5 Combination         Min     -16.545      85.287   8.058E-15  -4.789E-15 
          75     0.15000       COMB6 Combination         Max     -18.307     -83.954       0.022  -1.452E-04 
          75     3.38333       COMB6 Combination         Max     -18.307     -27.096       0.022  -1.452E-04 
          75     6.61667       COMB6 Combination         Max     -18.307      29.762       0.022  -1.452E-04 
          75     9.85000       COMB6 Combination         Max     -18.307      86.620       0.022  -1.452E-04 
          75     0.15000       COMB6 Combination         Min     -18.307     -83.954       0.022  -1.452E-04 
          75     3.38333       COMB6 Combination         Min     -18.307     -27.096       0.022  -1.452E-04 
          75     6.61667       COMB6 Combination         Min     -18.307      29.762       0.022  -1.452E-04 
          75     9.85000       COMB6 Combination         Min     -18.307      86.620       0.022  -1.452E-04 
          75     0.15000       COMB7 Combination         Max      -8.499     -61.522  -1.246E-14  -4.545E-15 
          75     3.38333       COMB7 Combination         Max      -8.499     -20.507  -1.246E-14  -4.545E-15 
          75     6.61667       COMB7 Combination         Max      -8.499      20.507  -1.246E-14  -4.545E-15 
          75     9.85000       COMB7 Combination         Max      -8.499      61.522  -1.246E-14  -4.545E-15 
          75     0.15000       COMB7 Combination         Min      -8.499     -61.522  -1.246E-14  -4.545E-15 
          75     3.38333       COMB7 Combination         Min      -8.499     -20.507  -1.246E-14  -4.545E-15 
          75     6.61667       COMB7 Combination         Min      -8.499      20.507  -1.246E-14  -4.545E-15 
          75     9.85000       COMB7 Combination         Min      -8.499      61.522  -1.246E-14  -4.545E-15 
          75     0.15000       COMB8 Combination         Max     -13.882     -93.047  -1.257E-14  -4.970E-15 
          75     3.38333       COMB8 Combination         Max     -13.882     -31.016  -1.257E-14  -4.970E-15 
          75     6.61667       COMB8 Combination         Max     -13.882      31.016  -1.257E-14  -4.970E-15 
          75     9.85000       COMB8 Combination         Max     -13.882      93.047  -1.257E-14  -4.970E-15 
          75     0.15000       COMB8 Combination         Min     -13.882     -93.047  -1.257E-14  -4.970E-15 
          75     3.38333       COMB8 Combination         Min     -13.882     -31.016  -1.257E-14  -4.970E-15 
          75     6.61667       COMB8 Combination         Min     -13.882      31.016  -1.257E-14  -4.970E-15 
          75     9.85000       COMB8 Combination         Min     -13.882      93.047  -1.257E-14  -4.970E-15 
          75     0.15000       COMB9 Combination         Max      -7.188     -53.762  -8.848E-15  -4.431E-15 
          75     3.38333       COMB9 Combination         Max      -7.188     -17.921  -8.848E-15  -4.431E-15 
          75     6.61667       COMB9 Combination         Max      -7.188      17.921  -8.848E-15  -4.431E-15 
          75     9.85000       COMB9 Combination         Max      -7.188      53.762  -8.848E-15  -4.431E-15 
          75     0.15000       COMB9 Combination         Min      -7.188     -53.762  -8.848E-15  -4.431E-15 
          75     3.38333       COMB9 Combination         Min      -7.188     -17.921  -8.848E-15  -4.431E-15 
          75     6.61667       COMB9 Combination         Min      -7.188      17.921  -8.848E-15  -4.431E-15 
          75     9.85000       COMB9 Combination         Min      -7.188      53.762  -8.848E-15  -4.431E-15 
          75     0.15000      COMB10 Combination         Max      -8.949     -52.429       0.022  -1.452E-04 
          75     3.38333      COMB10 Combination         Max      -8.949     -16.588       0.022  -1.452E-04 
          75     6.61667      COMB10 Combination         Max      -8.949      19.254       0.022  -1.452E-04 
          75     9.85000      COMB10 Combination         Max      -8.949      55.095       0.022  -1.452E-04 
          75     0.15000      COMB10 Combination         Min      -8.949     -52.429       0.022  -1.452E-04 
          75     3.38333      COMB10 Combination         Min      -8.949     -16.588       0.022  -1.452E-04 
          75     6.61667      COMB10 Combination         Min      -8.949      19.254       0.022  -1.452E-04 
          75     9.85000      COMB10 Combination         Min      -8.949      55.095       0.022  -1.452E-04 
          75     0.15000      COMB11 Combination         Max     -12.571     -85.287  -8.956E-15  -4.856E-15 
          75     3.38333      COMB11 Combination         Max     -12.571     -28.429  -8.956E-15  -4.856E-15 
          75     6.61667      COMB11 Combination         Max     -12.571      28.429  -8.956E-15  -4.856E-15 
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          75     9.85000      COMB11 Combination         Max     -12.571      85.287  -8.956E-15  -4.856E-15 
          75     0.15000      COMB11 Combination         Min     -12.571     -85.287  -8.956E-15  -4.856E-15 
          75     3.38333      COMB11 Combination         Min     -12.571     -28.429  -8.956E-15  -4.856E-15 
          75     6.61667      COMB11 Combination         Min     -12.571      28.429  -8.956E-15  -4.856E-15 
          75     9.85000      COMB11 Combination         Min     -12.571      85.287  -8.956E-15  -4.856E-15 
          75     0.15000      COMB12 Combination         Max     -14.332     -83.954       0.022  -1.452E-04 
          75     3.38333      COMB12 Combination         Max     -14.332     -27.096       0.022  -1.452E-04 
          75     6.61667      COMB12 Combination         Max     -14.332      29.762       0.022  -1.452E-04 
          75     9.85000      COMB12 Combination         Max     -14.332      86.620       0.022  -1.452E-04 
          75     0.15000      COMB12 Combination         Min     -14.332     -83.954       0.022  -1.452E-04 
          75     3.38333      COMB12 Combination         Min     -14.332     -27.096       0.022  -1.452E-04 
          75     6.61667      COMB12 Combination         Min     -14.332      29.762       0.022  -1.452E-04 
          75     9.85000      COMB12 Combination         Min     -14.332      86.620       0.022  -1.452E-04 
          75     0.15000      COMB13 Combination         Max     -15.849     -93.047   1.220E-09   3.125E-10 
          75     3.38333      COMB13 Combination         Max     -15.849     -31.016   1.220E-09   3.125E-10 
          75     6.61667      COMB13 Combination         Max     -15.849      31.016   1.220E-09   3.125E-10 
          75     9.85000      COMB13 Combination         Max     -15.849      93.047   1.220E-09   3.125E-10 
          75     0.15000      COMB13 Combination         Min     -15.889     -93.047  -1.220E-09  -3.125E-10 
          75     3.38333      COMB13 Combination         Min     -15.889     -31.016  -1.220E-09  -3.125E-10 
          75     6.61667      COMB13 Combination         Min     -15.889      31.016  -1.220E-09  -3.125E-10 
          75     9.85000      COMB13 Combination         Min     -15.889      93.047  -1.220E-09  -3.125E-10 
          75     0.15000      COMB14 Combination         Max     -15.869     -88.931       0.058   5.261E-04 
          75     3.38333      COMB14 Combination         Max     -15.869     -26.900       0.058   5.261E-04 
          75     6.61667      COMB14 Combination         Max     -15.869      35.132       0.058   5.261E-04 
          75     9.85000      COMB14 Combination         Max     -15.869      97.163       0.058   5.261E-04 
          75     0.15000      COMB14 Combination         Min     -15.869     -97.163      -0.058  -5.261E-04 
          75     3.38333      COMB14 Combination         Min     -15.869     -35.132      -0.058  -5.261E-04 
          75     6.61667      COMB14 Combination         Min     -15.869      26.900      -0.058  -5.261E-04 
          75     9.85000      COMB14 Combination         Min     -15.869      88.931      -0.058  -5.261E-04 
          75     0.15000         INV Combination         Max      -7.188     -52.429       0.058   5.261E-04 
          75     3.38333         INV Combination         Max      -7.188     -16.588       0.058   5.261E-04 
          75     6.61667         INV Combination         Max      -7.188      35.132       0.058   5.261E-04 
          75     9.85000         INV Combination         Max      -7.188      97.163       0.058   5.261E-04 
          75     0.15000         INV Combination         Min     -18.307     -97.163      -0.058  -5.261E-04 
          75     3.38333         INV Combination         Min     -18.307     -35.132      -0.058  -5.261E-04 
          75     6.61667         INV Combination         Min     -18.307      17.921      -0.058  -5.261E-04 
          75     9.85000         INV Combination         Min     -18.307      53.762      -0.058  -5.261E-04 
          76     0.15000          PP   LinStatic                  -2.651     -15.447  -2.883E-15  -6.609E-16 
          76     3.38333          PP   LinStatic                  -2.651      -5.149  -2.883E-15  -6.609E-16 
          76     6.61667          PP   LinStatic                  -2.651       5.149  -2.883E-15  -6.609E-16 
          76     9.85000          PP   LinStatic                  -2.651      15.447  -2.883E-15  -6.609E-16 
          76     0.15000        PERM   LinStatic                  -7.919     -46.075  -4.424E-16  -1.093E-16 
          76     3.38333        PERM   LinStatic                  -7.919     -15.358  -4.424E-16  -1.093E-16 
          76     6.61667        PERM   LinStatic                  -7.919      15.358  -4.424E-16  -1.093E-16 
          76     9.85000        PERM   LinStatic                  -7.919      46.075  -4.424E-16  -1.093E-16 
          76     0.15000        NEVE   LinStatic                  -5.418     -31.525  -5.117E-17  -9.899E-17 
          76     3.38333        NEVE   LinStatic                  -5.418     -10.508  -5.117E-17  -9.899E-17 
          76     6.61667        NEVE   LinStatic                  -5.418      10.508  -5.117E-17  -9.899E-17 
          76     9.85000        NEVE   LinStatic                  -5.418      31.525  -5.117E-17  -9.899E-17 
          76     0.15000      VENTOX   LinStatic                   1.291       7.760   3.227E-15   2.906E-17 
          76     3.38333      VENTOX   LinStatic                   1.291       2.587   3.227E-15   2.906E-17 
          76     6.61667      VENTOX   LinStatic                   1.291      -2.587   3.227E-15   2.906E-17 
          76     9.85000      VENTOX   LinStatic                   1.291      -7.760   3.227E-15   2.906E-17 
          76     0.15000      VENTOY   LinStatic                  -0.434       8.966  -4.052E-03  -2.378E-04 
          76     3.38333      VENTOY   LinStatic                  -0.434       3.793  -4.052E-03  -2.378E-04 
          76     6.61667      VENTOY   LinStatic                  -0.434      -1.381  -4.052E-03  -2.378E-04 
          76     9.85000      VENTOY   LinStatic                  -0.434      -6.554  -4.052E-03  -2.378E-04 
          76     0.15000      SISMAX LinRespSpec         Max       0.061   1.048E-09   1.008E-09   2.112E-10 
          76     3.38333      SISMAX LinRespSpec         Max       0.061   1.048E-09   1.008E-09   2.112E-10 
          76     6.61667      SISMAX LinRespSpec         Max       0.061   1.048E-09   1.008E-09   2.112E-10 
          76     9.85000      SISMAX LinRespSpec         Max       0.061   1.048E-09   1.008E-09   2.112E-10 
          76     0.15000      SISMAY LinRespSpec         Max   1.051E-06       3.795       0.029   8.384E-04 
          76     3.38333      SISMAY LinRespSpec         Max   1.051E-06       3.795       0.029   8.384E-04 
          76     6.61667      SISMAY LinRespSpec         Max   1.051E-06       3.795       0.029   8.384E-04 
          76     9.85000      SISMAY LinRespSpec         Max   1.051E-06       3.795       0.029   8.384E-04 
          76     0.15000        TERM   LinStatic                  -2.031   5.684E-14   6.956E-15  -2.069E-17 
          76     3.38333        TERM   LinStatic                  -2.031   5.684E-14   6.956E-15  -2.069E-17 
          76     6.61667        TERM   LinStatic                  -2.031   5.684E-14   6.956E-15  -2.069E-17 
          76     9.85000        TERM   LinStatic                  -2.031   5.684E-14   6.956E-15  -2.069E-17 
          76     0.15000       COMB1 Combination         Max     -12.600     -61.522   3.631E-15  -7.909E-16 
          76     3.38333       COMB1 Combination         Max     -12.600     -20.507   3.631E-15  -7.909E-16 
          76     6.61667       COMB1 Combination         Max     -12.600      20.507   3.631E-15  -7.909E-16 
          76     9.85000       COMB1 Combination         Max     -12.600      61.522   3.631E-15  -7.909E-16 
          76     0.15000       COMB1 Combination         Min     -12.600     -61.522   3.631E-15  -7.909E-16 
          76     3.38333       COMB1 Combination         Min     -12.600     -20.507   3.631E-15  -7.909E-16 
          76     6.61667       COMB1 Combination         Min     -12.600      20.507   3.631E-15  -7.909E-16 
          76     9.85000       COMB1 Combination         Min     -12.600      61.522   3.631E-15  -7.909E-16 
          76     0.15000       COMB2 Combination         Max     -18.018     -93.047   3.580E-15  -8.899E-16 
          76     3.38333       COMB2 Combination         Max     -18.018     -31.016   3.580E-15  -8.899E-16 
          76     6.61667       COMB2 Combination         Max     -18.018      31.016   3.580E-15  -8.899E-16 
          76     9.85000       COMB2 Combination         Max     -18.018      93.047   3.580E-15  -8.899E-16 
          76     0.15000       COMB2 Combination         Min     -18.018     -93.047   3.580E-15  -8.899E-16 
          76     3.38333       COMB2 Combination         Min     -18.018     -31.016   3.580E-15  -8.899E-16 
          76     6.61667       COMB2 Combination         Min     -18.018      31.016   3.580E-15  -8.899E-16 
          76     9.85000       COMB2 Combination         Min     -18.018      93.047   3.580E-15  -8.899E-16 
          76     0.15000       COMB3 Combination         Max     -11.310     -53.762   6.858E-15  -7.619E-16 
          76     3.38333       COMB3 Combination         Max     -11.310     -17.921   6.858E-15  -7.619E-16 
          76     6.61667       COMB3 Combination         Max     -11.310      17.921   6.858E-15  -7.619E-16 
          76     9.85000       COMB3 Combination         Max     -11.310      53.762   6.858E-15  -7.619E-16 
          76     0.15000       COMB3 Combination         Min     -11.310     -53.762   6.858E-15  -7.619E-16 
          76     3.38333       COMB3 Combination         Min     -11.310     -17.921   6.858E-15  -7.619E-16 
          76     6.61667       COMB3 Combination         Min     -11.310      17.921   6.858E-15  -7.619E-16 
          76     9.85000       COMB3 Combination         Min     -11.310      53.762   6.858E-15  -7.619E-16 
          76     0.15000       COMB4 Combination         Max     -13.034     -52.556  -4.052E-03  -2.378E-04 
          76     3.38333       COMB4 Combination         Max     -13.034     -16.715  -4.052E-03  -2.378E-04 
          76     6.61667       COMB4 Combination         Max     -13.034      19.127  -4.052E-03  -2.378E-04 
          76     9.85000       COMB4 Combination         Max     -13.034      54.968  -4.052E-03  -2.378E-04 
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          76     0.15000       COMB4 Combination         Min     -13.034     -52.556  -4.052E-03  -2.378E-04 
          76     3.38333       COMB4 Combination         Min     -13.034     -16.715  -4.052E-03  -2.378E-04 
          76     6.61667       COMB4 Combination         Min     -13.034      19.127  -4.052E-03  -2.378E-04 
          76     9.85000       COMB4 Combination         Min     -13.034      54.968  -4.052E-03  -2.378E-04 
          76     0.15000       COMB5 Combination         Max     -16.728     -85.287   6.807E-15  -8.608E-16 
          76     3.38333       COMB5 Combination         Max     -16.728     -28.429   6.807E-15  -8.608E-16 
          76     6.61667       COMB5 Combination         Max     -16.728      28.429   6.807E-15  -8.608E-16 
          76     9.85000       COMB5 Combination         Max     -16.728      85.287   6.807E-15  -8.608E-16 
          76     0.15000       COMB5 Combination         Min     -16.728     -85.287   6.807E-15  -8.608E-16 
          76     3.38333       COMB5 Combination         Min     -16.728     -28.429   6.807E-15  -8.608E-16 
          76     6.61667       COMB5 Combination         Min     -16.728      28.429   6.807E-15  -8.608E-16 
          76     9.85000       COMB5 Combination         Min     -16.728      85.287   6.807E-15  -8.608E-16 
          76     0.15000       COMB6 Combination         Max     -18.452     -84.081  -4.052E-03  -2.378E-04 
          76     3.38333       COMB6 Combination         Max     -18.452     -27.223  -4.052E-03  -2.378E-04 
          76     6.61667       COMB6 Combination         Max     -18.452      29.635  -4.052E-03  -2.378E-04 
          76     9.85000       COMB6 Combination         Max     -18.452      86.493  -4.052E-03  -2.378E-04 
          76     0.15000       COMB6 Combination         Min     -18.452     -84.081  -4.052E-03  -2.378E-04 
          76     3.38333       COMB6 Combination         Min     -18.452     -27.223  -4.052E-03  -2.378E-04 
          76     6.61667       COMB6 Combination         Min     -18.452      29.635  -4.052E-03  -2.378E-04 
          76     9.85000       COMB6 Combination         Min     -18.452      86.493  -4.052E-03  -2.378E-04 
          76     0.15000       COMB7 Combination         Max      -8.539     -61.522  -1.028E-14  -7.495E-16 
          76     3.38333       COMB7 Combination         Max      -8.539     -20.507  -1.028E-14  -7.495E-16 
          76     6.61667       COMB7 Combination         Max      -8.539      20.507  -1.028E-14  -7.495E-16 
          76     9.85000       COMB7 Combination         Max      -8.539      61.522  -1.028E-14  -7.495E-16 
          76     0.15000       COMB7 Combination         Min      -8.539     -61.522  -1.028E-14  -7.495E-16 
          76     3.38333       COMB7 Combination         Min      -8.539     -20.507  -1.028E-14  -7.495E-16 
          76     6.61667       COMB7 Combination         Min      -8.539      20.507  -1.028E-14  -7.495E-16 
          76     9.85000       COMB7 Combination         Min      -8.539      61.522  -1.028E-14  -7.495E-16 
          76     0.15000       COMB8 Combination         Max     -13.957     -93.047  -1.033E-14  -8.485E-16 
          76     3.38333       COMB8 Combination         Max     -13.957     -31.016  -1.033E-14  -8.485E-16 
          76     6.61667       COMB8 Combination         Max     -13.957      31.016  -1.033E-14  -8.485E-16 
          76     9.85000       COMB8 Combination         Max     -13.957      93.047  -1.033E-14  -8.485E-16 
          76     0.15000       COMB8 Combination         Min     -13.957     -93.047  -1.033E-14  -8.485E-16 
          76     3.38333       COMB8 Combination         Min     -13.957     -31.016  -1.033E-14  -8.485E-16 
          76     6.61667       COMB8 Combination         Min     -13.957      31.016  -1.033E-14  -8.485E-16 
          76     9.85000       COMB8 Combination         Min     -13.957      93.047  -1.033E-14  -8.485E-16 
          76     0.15000       COMB9 Combination         Max      -7.248     -53.762  -7.055E-15  -7.205E-16 
          76     3.38333       COMB9 Combination         Max      -7.248     -17.921  -7.055E-15  -7.205E-16 
          76     6.61667       COMB9 Combination         Max      -7.248      17.921  -7.055E-15  -7.205E-16 
          76     9.85000       COMB9 Combination         Max      -7.248      53.762  -7.055E-15  -7.205E-16 
          76     0.15000       COMB9 Combination         Min      -7.248     -53.762  -7.055E-15  -7.205E-16 
          76     3.38333       COMB9 Combination         Min      -7.248     -17.921  -7.055E-15  -7.205E-16 
          76     6.61667       COMB9 Combination         Min      -7.248      17.921  -7.055E-15  -7.205E-16 
          76     9.85000       COMB9 Combination         Min      -7.248      53.762  -7.055E-15  -7.205E-16 
          76     0.15000      COMB10 Combination         Max      -8.972     -52.556  -4.052E-03  -2.378E-04 
          76     3.38333      COMB10 Combination         Max      -8.972     -16.715  -4.052E-03  -2.378E-04 
          76     6.61667      COMB10 Combination         Max      -8.972      19.127  -4.052E-03  -2.378E-04 
          76     9.85000      COMB10 Combination         Max      -8.972      54.968  -4.052E-03  -2.378E-04 
          76     0.15000      COMB10 Combination         Min      -8.972     -52.556  -4.052E-03  -2.378E-04 
          76     3.38333      COMB10 Combination         Min      -8.972     -16.715  -4.052E-03  -2.378E-04 
          76     6.61667      COMB10 Combination         Min      -8.972      19.127  -4.052E-03  -2.378E-04 
          76     9.85000      COMB10 Combination         Min      -8.972      54.968  -4.052E-03  -2.378E-04 
          76     0.15000      COMB11 Combination         Max     -12.666     -85.287  -7.106E-15  -8.195E-16 
          76     3.38333      COMB11 Combination         Max     -12.666     -28.429  -7.106E-15  -8.195E-16 
          76     6.61667      COMB11 Combination         Max     -12.666      28.429  -7.106E-15  -8.195E-16 
          76     9.85000      COMB11 Combination         Max     -12.666      85.287  -7.106E-15  -8.195E-16 
          76     0.15000      COMB11 Combination         Min     -12.666     -85.287  -7.106E-15  -8.195E-16 
          76     3.38333      COMB11 Combination         Min     -12.666     -28.429  -7.106E-15  -8.195E-16 
          76     6.61667      COMB11 Combination         Min     -12.666      28.429  -7.106E-15  -8.195E-16 
          76     9.85000      COMB11 Combination         Min     -12.666      85.287  -7.106E-15  -8.195E-16 
          76     0.15000      COMB12 Combination         Max     -14.390     -84.081  -4.052E-03  -2.378E-04 
          76     3.38333      COMB12 Combination         Max     -14.390     -27.223  -4.052E-03  -2.378E-04 
          76     6.61667      COMB12 Combination         Max     -14.390      29.635  -4.052E-03  -2.378E-04 
          76     9.85000      COMB12 Combination         Max     -14.390      86.493  -4.052E-03  -2.378E-04 
          76     0.15000      COMB12 Combination         Min     -14.390     -84.081  -4.052E-03  -2.378E-04 
          76     3.38333      COMB12 Combination         Min     -14.390     -27.223  -4.052E-03  -2.378E-04 
          76     6.61667      COMB12 Combination         Min     -14.390      29.635  -4.052E-03  -2.378E-04 
          76     9.85000      COMB12 Combination         Min     -14.390      86.493  -4.052E-03  -2.378E-04 
          76     0.15000      COMB13 Combination         Max     -15.926     -93.047   1.008E-09   2.112E-10 
          76     3.38333      COMB13 Combination         Max     -15.926     -31.016   1.008E-09   2.112E-10 
          76     6.61667      COMB13 Combination         Max     -15.926      31.016   1.008E-09   2.112E-10 
          76     9.85000      COMB13 Combination         Max     -15.926      93.047   1.008E-09   2.112E-10 
          76     0.15000      COMB13 Combination         Min     -16.049     -93.047  -1.008E-09  -2.112E-10 
          76     3.38333      COMB13 Combination         Min     -16.049     -31.016  -1.008E-09  -2.112E-10 
          76     6.61667      COMB13 Combination         Min     -16.049      31.016  -1.008E-09  -2.112E-10 
          76     9.85000      COMB13 Combination         Min     -16.049      93.047  -1.008E-09  -2.112E-10 
          76     0.15000      COMB14 Combination         Max     -15.988     -89.253       0.029   8.384E-04 
          76     3.38333      COMB14 Combination         Max     -15.988     -27.221       0.029   8.384E-04 
          76     6.61667      COMB14 Combination         Max     -15.988      34.810       0.029   8.384E-04 
          76     9.85000      COMB14 Combination         Max     -15.988      96.842       0.029   8.384E-04 
          76     0.15000      COMB14 Combination         Min     -15.988     -96.842      -0.029  -8.384E-04 
          76     3.38333      COMB14 Combination         Min     -15.988     -34.810      -0.029  -8.384E-04 
          76     6.61667      COMB14 Combination         Min     -15.988      27.221      -0.029  -8.384E-04 
          76     9.85000      COMB14 Combination         Min     -15.988      89.253      -0.029  -8.384E-04 
          76     0.15000         INV Combination         Max      -7.248     -52.556       0.029   8.384E-04 
          76     3.38333         INV Combination         Max      -7.248     -16.715       0.029   8.384E-04 
          76     6.61667         INV Combination         Max      -7.248      34.810       0.029   8.384E-04 
          76     9.85000         INV Combination         Max      -7.248      96.842       0.029   8.384E-04 
          76     0.15000         INV Combination         Min     -18.452     -96.842      -0.029  -8.384E-04 
          76     3.38333         INV Combination         Min     -18.452     -34.810      -0.029  -8.384E-04 
          76     6.61667         INV Combination         Min     -18.452      17.921      -0.029  -8.384E-04 
          76     9.85000         INV Combination         Min     -18.452      53.762      -0.029  -8.384E-04 
          77     0.15000          PP   LinStatic                  -2.634     -15.447  -2.147E-15  -2.329E-16 
          77     3.38333          PP   LinStatic                  -2.634      -5.149  -2.147E-15  -2.329E-16 
          77     6.61667          PP   LinStatic                  -2.634       5.149  -2.147E-15  -2.329E-16 
          77     9.85000          PP   LinStatic                  -2.634      15.447  -2.147E-15  -2.329E-16 
          77     0.15000        PERM   LinStatic                  -7.442     -46.075  -2.966E-16  -3.079E-17 
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          77     3.38333        PERM   LinStatic                  -7.442     -15.358  -2.966E-16  -3.079E-17 
          77     6.61667        PERM   LinStatic                  -7.442      15.358  -2.966E-16  -3.079E-17 
          77     9.85000        PERM   LinStatic                  -7.442      46.075  -2.966E-16  -3.079E-17 
          77     0.15000        NEVE   LinStatic                  -5.092     -31.525  -9.107E-18  -2.949E-17 
          77     3.38333        NEVE   LinStatic                  -5.092     -10.508  -9.107E-18  -2.949E-17 
          77     6.61667        NEVE   LinStatic                  -5.092      10.508  -9.107E-18  -2.949E-17 
          77     9.85000        NEVE   LinStatic                  -5.092      31.525  -9.107E-18  -2.949E-17 
          77     0.15000      VENTOX   LinStatic                   1.539       7.760   2.470E-15   8.267E-18 
          77     3.38333      VENTOX   LinStatic                   1.539       2.587   2.470E-15   8.267E-18 
          77     6.61667      VENTOX   LinStatic                   1.539      -2.587   2.470E-15   8.267E-18 
          77     9.85000      VENTOX   LinStatic                   1.539      -7.760   2.470E-15   8.267E-18 
          77     0.15000      VENTOY   LinStatic                  -0.566       8.748      -0.024  -3.612E-04 
          77     3.38333      VENTOY   LinStatic                  -0.566       3.575      -0.024  -3.612E-04 
          77     6.61667      VENTOY   LinStatic                  -0.566      -1.598      -0.024  -3.612E-04 
          77     9.85000      VENTOY   LinStatic                  -0.566      -6.772      -0.024  -3.612E-04 
          77     0.15000      SISMAX LinRespSpec         Max       0.407   9.037E-10   1.360E-09   1.773E-10 
          77     3.38333      SISMAX LinRespSpec         Max       0.407   9.037E-10   1.360E-09   1.773E-10 
          77     6.61667      SISMAX LinRespSpec         Max       0.407   9.037E-10   1.360E-09   1.773E-10 
          77     9.85000      SISMAX LinRespSpec         Max       0.407   9.037E-10   1.360E-09   1.773E-10 
          77     0.15000      SISMAY LinRespSpec         Max   1.038E-06       3.365       0.029      0.0013 
          77     3.38333      SISMAY LinRespSpec         Max   1.038E-06       3.365       0.029      0.0013 
          77     6.61667      SISMAY LinRespSpec         Max   1.038E-06       3.365       0.029      0.0013 
          77     9.85000      SISMAY LinRespSpec         Max   1.038E-06       3.365       0.029      0.0013 
          77     0.15000        TERM   LinStatic                  -1.944   4.752E-14   5.745E-15   4.456E-17 
          77     3.38333        TERM   LinStatic                  -1.944   4.752E-14   5.745E-15   4.456E-17 
          77     6.61667        TERM   LinStatic                  -1.944   4.752E-14   5.745E-15   4.456E-17 
          77     9.85000        TERM   LinStatic                  -1.944   4.752E-14   5.745E-15   4.456E-17 
          77     0.15000       COMB1 Combination         Max     -12.021     -61.522   3.302E-15  -2.191E-16 
          77     3.38333       COMB1 Combination         Max     -12.021     -20.507   3.302E-15  -2.191E-16 
          77     6.61667       COMB1 Combination         Max     -12.021      20.507   3.302E-15  -2.191E-16 
          77     9.85000       COMB1 Combination         Max     -12.021      61.522   3.302E-15  -2.191E-16 
          77     0.15000       COMB1 Combination         Min     -12.021     -61.522   3.302E-15  -2.191E-16 
          77     3.38333       COMB1 Combination         Min     -12.021     -20.507   3.302E-15  -2.191E-16 
          77     6.61667       COMB1 Combination         Min     -12.021      20.507   3.302E-15  -2.191E-16 
          77     9.85000       COMB1 Combination         Min     -12.021      61.522   3.302E-15  -2.191E-16 
          77     0.15000       COMB2 Combination         Max     -17.113     -93.047   3.293E-15  -2.486E-16 
          77     3.38333       COMB2 Combination         Max     -17.113     -31.016   3.293E-15  -2.486E-16 
          77     6.61667       COMB2 Combination         Max     -17.113      31.016   3.293E-15  -2.486E-16 
          77     9.85000       COMB2 Combination         Max     -17.113      93.047   3.293E-15  -2.486E-16 
          77     0.15000       COMB2 Combination         Min     -17.113     -93.047   3.293E-15  -2.486E-16 
          77     3.38333       COMB2 Combination         Min     -17.113     -31.016   3.293E-15  -2.486E-16 
          77     6.61667       COMB2 Combination         Min     -17.113      31.016   3.293E-15  -2.486E-16 
          77     9.85000       COMB2 Combination         Min     -17.113      93.047   3.293E-15  -2.486E-16 
          77     0.15000       COMB3 Combination         Max     -10.482     -53.762   5.772E-15  -2.109E-16 
          77     3.38333       COMB3 Combination         Max     -10.482     -17.921   5.772E-15  -2.109E-16 
          77     6.61667       COMB3 Combination         Max     -10.482      17.921   5.772E-15  -2.109E-16 
          77     9.85000       COMB3 Combination         Max     -10.482      53.762   5.772E-15  -2.109E-16 
          77     0.15000       COMB3 Combination         Min     -10.482     -53.762   5.772E-15  -2.109E-16 
          77     3.38333       COMB3 Combination         Min     -10.482     -17.921   5.772E-15  -2.109E-16 
          77     6.61667       COMB3 Combination         Min     -10.482      17.921   5.772E-15  -2.109E-16 
          77     9.85000       COMB3 Combination         Min     -10.482      53.762   5.772E-15  -2.109E-16 
          77     0.15000       COMB4 Combination         Max     -12.587     -52.774      -0.024  -3.612E-04 
          77     3.38333       COMB4 Combination         Max     -12.587     -16.932      -0.024  -3.612E-04 
          77     6.61667       COMB4 Combination         Max     -12.587      18.909      -0.024  -3.612E-04 
          77     9.85000       COMB4 Combination         Max     -12.587      54.751      -0.024  -3.612E-04 
          77     0.15000       COMB4 Combination         Min     -12.587     -52.774      -0.024  -3.612E-04 
          77     3.38333       COMB4 Combination         Min     -12.587     -16.932      -0.024  -3.612E-04 
          77     6.61667       COMB4 Combination         Min     -12.587      18.909      -0.024  -3.612E-04 
          77     9.85000       COMB4 Combination         Min     -12.587      54.751      -0.024  -3.612E-04 
          77     0.15000       COMB5 Combination         Max     -15.574     -85.287   5.763E-15  -2.403E-16 
          77     3.38333       COMB5 Combination         Max     -15.574     -28.429   5.763E-15  -2.403E-16 
          77     6.61667       COMB5 Combination         Max     -15.574      28.429   5.763E-15  -2.403E-16 
          77     9.85000       COMB5 Combination         Max     -15.574      85.287   5.763E-15  -2.403E-16 
          77     0.15000       COMB5 Combination         Min     -15.574     -85.287   5.763E-15  -2.403E-16 
          77     3.38333       COMB5 Combination         Min     -15.574     -28.429   5.763E-15  -2.403E-16 
          77     6.61667       COMB5 Combination         Min     -15.574      28.429   5.763E-15  -2.403E-16 
          77     9.85000       COMB5 Combination         Min     -15.574      85.287   5.763E-15  -2.403E-16 
          77     0.15000       COMB6 Combination         Max     -17.679     -84.299      -0.024  -3.612E-04 
          77     3.38333       COMB6 Combination         Max     -17.679     -27.441      -0.024  -3.612E-04 
          77     6.61667       COMB6 Combination         Max     -17.679      29.417      -0.024  -3.612E-04 
          77     9.85000       COMB6 Combination         Max     -17.679      86.276      -0.024  -3.612E-04 
          77     0.15000       COMB6 Combination         Min     -17.679     -84.299      -0.024  -3.612E-04 
          77     3.38333       COMB6 Combination         Min     -17.679     -27.441      -0.024  -3.612E-04 
          77     6.61667       COMB6 Combination         Min     -17.679      29.417      -0.024  -3.612E-04 
          77     9.85000       COMB6 Combination         Min     -17.679      86.276      -0.024  -3.612E-04 
          77     0.15000       COMB7 Combination         Max      -8.132     -61.522  -8.189E-15  -3.082E-16 
          77     3.38333       COMB7 Combination         Max      -8.132     -20.507  -8.189E-15  -3.082E-16 
          77     6.61667       COMB7 Combination         Max      -8.132      20.507  -8.189E-15  -3.082E-16 
          77     9.85000       COMB7 Combination         Max      -8.132      61.522  -8.189E-15  -3.082E-16 
          77     0.15000       COMB7 Combination         Min      -8.132     -61.522  -8.189E-15  -3.082E-16 
          77     3.38333       COMB7 Combination         Min      -8.132     -20.507  -8.189E-15  -3.082E-16 
          77     6.61667       COMB7 Combination         Min      -8.132      20.507  -8.189E-15  -3.082E-16 
          77     9.85000       COMB7 Combination         Min      -8.132      61.522  -8.189E-15  -3.082E-16 
          77     0.15000       COMB8 Combination         Max     -13.224     -93.047  -8.198E-15  -3.377E-16 
          77     3.38333       COMB8 Combination         Max     -13.224     -31.016  -8.198E-15  -3.377E-16 
          77     6.61667       COMB8 Combination         Max     -13.224      31.016  -8.198E-15  -3.377E-16 
          77     9.85000       COMB8 Combination         Max     -13.224      93.047  -8.198E-15  -3.377E-16 
          77     0.15000       COMB8 Combination         Min     -13.224     -93.047  -8.198E-15  -3.377E-16 
          77     3.38333       COMB8 Combination         Min     -13.224     -31.016  -8.198E-15  -3.377E-16 
          77     6.61667       COMB8 Combination         Min     -13.224      31.016  -8.198E-15  -3.377E-16 
          77     9.85000       COMB8 Combination         Min     -13.224      93.047  -8.198E-15  -3.377E-16 
          77     0.15000       COMB9 Combination         Max      -6.593     -53.762  -5.719E-15  -3.000E-16 
          77     3.38333       COMB9 Combination         Max      -6.593     -17.921  -5.719E-15  -3.000E-16 
          77     6.61667       COMB9 Combination         Max      -6.593      17.921  -5.719E-15  -3.000E-16 
          77     9.85000       COMB9 Combination         Max      -6.593      53.762  -5.719E-15  -3.000E-16 
          77     0.15000       COMB9 Combination         Min      -6.593     -53.762  -5.719E-15  -3.000E-16 
          77     3.38333       COMB9 Combination         Min      -6.593     -17.921  -5.719E-15  -3.000E-16 
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          77     6.61667       COMB9 Combination         Min      -6.593      17.921  -5.719E-15  -3.000E-16 
          77     9.85000       COMB9 Combination         Min      -6.593      53.762  -5.719E-15  -3.000E-16 
          77     0.15000      COMB10 Combination         Max      -8.698     -52.774      -0.024  -3.612E-04 
          77     3.38333      COMB10 Combination         Max      -8.698     -16.932      -0.024  -3.612E-04 
          77     6.61667      COMB10 Combination         Max      -8.698      18.909      -0.024  -3.612E-04 
          77     9.85000      COMB10 Combination         Max      -8.698      54.751      -0.024  -3.612E-04 
          77     0.15000      COMB10 Combination         Min      -8.698     -52.774      -0.024  -3.612E-04 
          77     3.38333      COMB10 Combination         Min      -8.698     -16.932      -0.024  -3.612E-04 
          77     6.61667      COMB10 Combination         Min      -8.698      18.909      -0.024  -3.612E-04 
          77     9.85000      COMB10 Combination         Min      -8.698      54.751      -0.024  -3.612E-04 
          77     0.15000      COMB11 Combination         Max     -11.686     -85.287  -5.728E-15  -3.295E-16 
          77     3.38333      COMB11 Combination         Max     -11.686     -28.429  -5.728E-15  -3.295E-16 
          77     6.61667      COMB11 Combination         Max     -11.686      28.429  -5.728E-15  -3.295E-16 
          77     9.85000      COMB11 Combination         Max     -11.686      85.287  -5.728E-15  -3.295E-16 
          77     0.15000      COMB11 Combination         Min     -11.686     -85.287  -5.728E-15  -3.295E-16 
          77     3.38333      COMB11 Combination         Min     -11.686     -28.429  -5.728E-15  -3.295E-16 
          77     6.61667      COMB11 Combination         Min     -11.686      28.429  -5.728E-15  -3.295E-16 
          77     9.85000      COMB11 Combination         Min     -11.686      85.287  -5.728E-15  -3.295E-16 
          77     0.15000      COMB12 Combination         Max     -13.790     -84.299      -0.024  -3.612E-04 
          77     3.38333      COMB12 Combination         Max     -13.790     -27.441      -0.024  -3.612E-04 
          77     6.61667      COMB12 Combination         Max     -13.790      29.417      -0.024  -3.612E-04 
          77     9.85000      COMB12 Combination         Max     -13.790      86.276      -0.024  -3.612E-04 
          77     0.15000      COMB12 Combination         Min     -13.790     -84.299      -0.024  -3.612E-04 
          77     3.38333      COMB12 Combination         Min     -13.790     -27.441      -0.024  -3.612E-04 
          77     6.61667      COMB12 Combination         Min     -13.790      29.417      -0.024  -3.612E-04 
          77     9.85000      COMB12 Combination         Min     -13.790      86.276      -0.024  -3.612E-04 
          77     0.15000      COMB13 Combination         Max     -14.761     -93.047   1.360E-09   1.773E-10 
          77     3.38333      COMB13 Combination         Max     -14.761     -31.016   1.360E-09   1.773E-10 
          77     6.61667      COMB13 Combination         Max     -14.761      31.016   1.360E-09   1.773E-10 
          77     9.85000      COMB13 Combination         Max     -14.761      93.047   1.360E-09   1.773E-10 
          77     0.15000      COMB13 Combination         Min     -15.576     -93.047  -1.360E-09  -1.773E-10 
          77     3.38333      COMB13 Combination         Min     -15.576     -31.016  -1.360E-09  -1.773E-10 
          77     6.61667      COMB13 Combination         Min     -15.576      31.016  -1.360E-09  -1.773E-10 
          77     9.85000      COMB13 Combination         Min     -15.576      93.047  -1.360E-09  -1.773E-10 
          77     0.15000      COMB14 Combination         Max     -15.169     -89.682       0.029      0.0013 
          77     3.38333      COMB14 Combination         Max     -15.169     -27.650       0.029      0.0013 
          77     6.61667      COMB14 Combination         Max     -15.169      34.381       0.029      0.0013 
          77     9.85000      COMB14 Combination         Max     -15.169      96.413       0.029      0.0013 
          77     0.15000      COMB14 Combination         Min     -15.169     -96.413      -0.029     -0.0013 
          77     3.38333      COMB14 Combination         Min     -15.169     -34.381      -0.029     -0.0013 
          77     6.61667      COMB14 Combination         Min     -15.169      27.650      -0.029     -0.0013 
          77     9.85000      COMB14 Combination         Min     -15.169      89.682      -0.029     -0.0013 
          77     0.15000         INV Combination         Max      -6.593     -52.774       0.029      0.0013 
          77     3.38333         INV Combination         Max      -6.593     -16.932       0.029      0.0013 
          77     6.61667         INV Combination         Max      -6.593      34.381       0.029      0.0013 
          77     9.85000         INV Combination         Max      -6.593      96.413       0.029      0.0013 
          77     0.15000         INV Combination         Min     -17.679     -96.413      -0.029     -0.0013 
          77     3.38333         INV Combination         Min     -17.679     -34.381      -0.029     -0.0013 
          77     6.61667         INV Combination         Min     -17.679      17.921      -0.029     -0.0013 
          77     9.85000         INV Combination         Min     -17.679      53.762      -0.029     -0.0013 
          78     0.15000          PP   LinStatic                  -1.463     -15.447  -1.133E-15  -3.225E-15 
          78     3.38333          PP   LinStatic                  -1.463      -5.149  -1.133E-15  -3.225E-15 
          78     6.61667          PP   LinStatic                  -1.463       5.149  -1.133E-15  -3.225E-15 
          78     9.85000          PP   LinStatic                  -1.463      15.447  -1.133E-15  -3.225E-15 
          78     0.15000        PERM   LinStatic                  -3.610     -34.556  -1.453E-16  -9.211E-16 
          78     3.38333        PERM   LinStatic                  -3.610     -11.519  -1.453E-16  -9.211E-16 
          78     6.61667        PERM   LinStatic                  -3.610      11.519  -1.453E-16  -9.211E-16 
          78     9.85000        PERM   LinStatic                  -3.610      34.556  -1.453E-16  -9.211E-16 
          78     0.15000        NEVE   LinStatic                  -2.470     -23.644   4.337E-18  -3.695E-16 
          78     3.38333        NEVE   LinStatic                  -2.470      -7.881   4.337E-18  -3.695E-16 
          78     6.61667        NEVE   LinStatic                  -2.470       7.881   4.337E-18  -3.695E-16 
          78     9.85000        NEVE   LinStatic                  -2.470      23.644   4.337E-18  -3.695E-16 
          78     0.15000      VENTOX   LinStatic                   1.649       5.820   1.266E-15   1.072E-16 
          78     3.38333      VENTOX   LinStatic                   1.649       1.940   1.266E-15   1.072E-16 
          78     6.61667      VENTOX   LinStatic                   1.649      -1.940   1.266E-15   1.072E-16 
          78     9.85000      VENTOX   LinStatic                   1.649      -5.820   1.266E-15   1.072E-16 
          78     0.15000      VENTOY   LinStatic                  -0.415       6.578      -0.025   1.188E-04 
          78     3.38333      VENTOY   LinStatic                  -0.415       2.698      -0.025   1.188E-04 
          78     6.61667      VENTOY   LinStatic                  -0.415      -1.182      -0.025   1.188E-04 
          78     9.85000      VENTOY   LinStatic                  -0.415      -5.062      -0.025   1.188E-04 
          78     0.15000      SISMAX LinRespSpec         Max       1.479   1.247E-09   1.066E-09   1.524E-10 
          78     3.38333      SISMAX LinRespSpec         Max       1.479   1.247E-09   1.066E-09   1.524E-10 
          78     6.61667      SISMAX LinRespSpec         Max       1.479   1.247E-09   1.066E-09   1.524E-10 
          78     9.85000      SISMAX LinRespSpec         Max       1.479   1.247E-09   1.066E-09   1.524E-10 
          78     0.15000      SISMAY LinRespSpec         Max   1.309E-06       2.578       0.025   4.358E-04 
          78     3.38333      SISMAY LinRespSpec         Max   1.309E-06       2.578       0.025   4.358E-04 
          78     6.61667      SISMAY LinRespSpec         Max   1.309E-06       2.578       0.025   4.358E-04 
          78     9.85000      SISMAY LinRespSpec         Max   1.309E-06       2.578       0.025   4.358E-04 
          78     0.15000        TERM   LinStatic                  -0.801   3.020E-14   3.109E-15  -1.778E-17 
          78     3.38333        TERM   LinStatic                  -0.801   3.020E-14   3.109E-15  -1.778E-17 
          78     6.61667        TERM   LinStatic                  -0.801   3.020E-14   3.109E-15  -1.778E-17 
          78     9.85000        TERM   LinStatic                  -0.801   3.020E-14   3.109E-15  -1.778E-17 
          78     0.15000       COMB1 Combination         Max      -5.874     -50.004   1.831E-15  -4.164E-15 
          78     3.38333       COMB1 Combination         Max      -5.874     -16.668   1.831E-15  -4.164E-15 
          78     6.61667       COMB1 Combination         Max      -5.874      16.668   1.831E-15  -4.164E-15 
          78     9.85000       COMB1 Combination         Max      -5.874      50.004   1.831E-15  -4.164E-15 
          78     0.15000       COMB1 Combination         Min      -5.874     -50.004   1.831E-15  -4.164E-15 
          78     3.38333       COMB1 Combination         Min      -5.874     -16.668   1.831E-15  -4.164E-15 
          78     6.61667       COMB1 Combination         Min      -5.874      16.668   1.831E-15  -4.164E-15 
          78     9.85000       COMB1 Combination         Min      -5.874      50.004   1.831E-15  -4.164E-15 
          78     0.15000       COMB2 Combination         Max      -8.344     -73.647   1.835E-15  -4.533E-15 
          78     3.38333       COMB2 Combination         Max      -8.344     -24.549   1.835E-15  -4.533E-15 
          78     6.61667       COMB2 Combination         Max      -8.344      24.549   1.835E-15  -4.533E-15 
          78     9.85000       COMB2 Combination         Max      -8.344      73.647   1.835E-15  -4.533E-15 
          78     0.15000       COMB2 Combination         Min      -8.344     -73.647   1.835E-15  -4.533E-15 
          78     3.38333       COMB2 Combination         Min      -8.344     -24.549   1.835E-15  -4.533E-15 
          78     6.61667       COMB2 Combination         Min      -8.344      24.549   1.835E-15  -4.533E-15 
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          78     9.85000       COMB2 Combination         Min      -8.344      73.647   1.835E-15  -4.533E-15 
          78     0.15000       COMB3 Combination         Max      -4.225     -44.184   3.097E-15  -4.057E-15 
          78     3.38333       COMB3 Combination         Max      -4.225     -14.728   3.097E-15  -4.057E-15 
          78     6.61667       COMB3 Combination         Max      -4.225      14.728   3.097E-15  -4.057E-15 
          78     9.85000       COMB3 Combination         Max      -4.225      44.184   3.097E-15  -4.057E-15 
          78     0.15000       COMB3 Combination         Min      -4.225     -44.184   3.097E-15  -4.057E-15 
          78     3.38333       COMB3 Combination         Min      -4.225     -14.728   3.097E-15  -4.057E-15 
          78     6.61667       COMB3 Combination         Min      -4.225      14.728   3.097E-15  -4.057E-15 
          78     9.85000       COMB3 Combination         Min      -4.225      44.184   3.097E-15  -4.057E-15 
          78     0.15000       COMB4 Combination         Max      -6.289     -43.425      -0.025   1.188E-04 
          78     3.38333       COMB4 Combination         Max      -6.289     -13.970      -0.025   1.188E-04 
          78     6.61667       COMB4 Combination         Max      -6.289      15.486      -0.025   1.188E-04 
          78     9.85000       COMB4 Combination         Max      -6.289      44.942      -0.025   1.188E-04 
          78     0.15000       COMB4 Combination         Min      -6.289     -43.425      -0.025   1.188E-04 
          78     3.38333       COMB4 Combination         Min      -6.289     -13.970      -0.025   1.188E-04 
          78     6.61667       COMB4 Combination         Min      -6.289      15.486      -0.025   1.188E-04 
          78     9.85000       COMB4 Combination         Min      -6.289      44.942      -0.025   1.188E-04 
          78     0.15000       COMB5 Combination         Max      -6.695     -67.827   3.101E-15  -4.426E-15 
          78     3.38333       COMB5 Combination         Max      -6.695     -22.609   3.101E-15  -4.426E-15 
          78     6.61667       COMB5 Combination         Max      -6.695      22.609   3.101E-15  -4.426E-15 
          78     9.85000       COMB5 Combination         Max      -6.695      67.827   3.101E-15  -4.426E-15 
          78     0.15000       COMB5 Combination         Min      -6.695     -67.827   3.101E-15  -4.426E-15 
          78     3.38333       COMB5 Combination         Min      -6.695     -22.609   3.101E-15  -4.426E-15 
          78     6.61667       COMB5 Combination         Min      -6.695      22.609   3.101E-15  -4.426E-15 
          78     9.85000       COMB5 Combination         Min      -6.695      67.827   3.101E-15  -4.426E-15 
          78     0.15000       COMB6 Combination         Max      -8.759     -67.069      -0.025   1.188E-04 
          78     3.38333       COMB6 Combination         Max      -8.759     -21.851      -0.025   1.188E-04 
          78     6.61667       COMB6 Combination         Max      -8.759      23.367      -0.025   1.188E-04 
          78     9.85000       COMB6 Combination         Max      -8.759      68.585      -0.025   1.188E-04 
          78     0.15000       COMB6 Combination         Min      -8.759     -67.069      -0.025   1.188E-04 
          78     3.38333       COMB6 Combination         Min      -8.759     -21.851      -0.025   1.188E-04 
          78     6.61667       COMB6 Combination         Min      -8.759      23.367      -0.025   1.188E-04 
          78     9.85000       COMB6 Combination         Min      -8.759      68.585      -0.025   1.188E-04 
          78     0.15000       COMB7 Combination         Max      -4.272     -50.004  -4.387E-15  -4.128E-15 
          78     3.38333       COMB7 Combination         Max      -4.272     -16.668  -4.387E-15  -4.128E-15 
          78     6.61667       COMB7 Combination         Max      -4.272      16.668  -4.387E-15  -4.128E-15 
          78     9.85000       COMB7 Combination         Max      -4.272      50.004  -4.387E-15  -4.128E-15 
          78     0.15000       COMB7 Combination         Min      -4.272     -50.004  -4.387E-15  -4.128E-15 
          78     3.38333       COMB7 Combination         Min      -4.272     -16.668  -4.387E-15  -4.128E-15 
          78     6.61667       COMB7 Combination         Min      -4.272      16.668  -4.387E-15  -4.128E-15 
          78     9.85000       COMB7 Combination         Min      -4.272      50.004  -4.387E-15  -4.128E-15 
          78     0.15000       COMB8 Combination         Max      -6.742     -73.647  -4.382E-15  -4.498E-15 
          78     3.38333       COMB8 Combination         Max      -6.742     -24.549  -4.382E-15  -4.498E-15 
          78     6.61667       COMB8 Combination         Max      -6.742      24.549  -4.382E-15  -4.498E-15 
          78     9.85000       COMB8 Combination         Max      -6.742      73.647  -4.382E-15  -4.498E-15 
          78     0.15000       COMB8 Combination         Min      -6.742     -73.647  -4.382E-15  -4.498E-15 
          78     3.38333       COMB8 Combination         Min      -6.742     -24.549  -4.382E-15  -4.498E-15 
          78     6.61667       COMB8 Combination         Min      -6.742      24.549  -4.382E-15  -4.498E-15 
          78     9.85000       COMB8 Combination         Min      -6.742      73.647  -4.382E-15  -4.498E-15 
          78     0.15000       COMB9 Combination         Max      -2.623     -44.184  -3.120E-15  -4.021E-15 
          78     3.38333       COMB9 Combination         Max      -2.623     -14.728  -3.120E-15  -4.021E-15 
          78     6.61667       COMB9 Combination         Max      -2.623      14.728  -3.120E-15  -4.021E-15 
          78     9.85000       COMB9 Combination         Max      -2.623      44.184  -3.120E-15  -4.021E-15 
          78     0.15000       COMB9 Combination         Min      -2.623     -44.184  -3.120E-15  -4.021E-15 
          78     3.38333       COMB9 Combination         Min      -2.623     -14.728  -3.120E-15  -4.021E-15 
          78     6.61667       COMB9 Combination         Min      -2.623      14.728  -3.120E-15  -4.021E-15 
          78     9.85000       COMB9 Combination         Min      -2.623      44.184  -3.120E-15  -4.021E-15 
          78     0.15000      COMB10 Combination         Max      -4.687     -43.425      -0.025   1.188E-04 
          78     3.38333      COMB10 Combination         Max      -4.687     -13.970      -0.025   1.188E-04 
          78     6.61667      COMB10 Combination         Max      -4.687      15.486      -0.025   1.188E-04 
          78     9.85000      COMB10 Combination         Max      -4.687      44.942      -0.025   1.188E-04 
          78     0.15000      COMB10 Combination         Min      -4.687     -43.425      -0.025   1.188E-04 
          78     3.38333      COMB10 Combination         Min      -4.687     -13.970      -0.025   1.188E-04 
          78     6.61667      COMB10 Combination         Min      -4.687      15.486      -0.025   1.188E-04 
          78     9.85000      COMB10 Combination         Min      -4.687      44.942      -0.025   1.188E-04 
          78     0.15000      COMB11 Combination         Max      -5.093     -67.827  -3.116E-15  -4.390E-15 
          78     3.38333      COMB11 Combination         Max      -5.093     -22.609  -3.116E-15  -4.390E-15 
          78     6.61667      COMB11 Combination         Max      -5.093      22.609  -3.116E-15  -4.390E-15 
          78     9.85000      COMB11 Combination         Max      -5.093      67.827  -3.116E-15  -4.390E-15 
          78     0.15000      COMB11 Combination         Min      -5.093     -67.827  -3.116E-15  -4.390E-15 
          78     3.38333      COMB11 Combination         Min      -5.093     -22.609  -3.116E-15  -4.390E-15 
          78     6.61667      COMB11 Combination         Min      -5.093      22.609  -3.116E-15  -4.390E-15 
          78     9.85000      COMB11 Combination         Min      -5.093      67.827  -3.116E-15  -4.390E-15 
          78     0.15000      COMB12 Combination         Max      -7.157     -67.069      -0.025   1.188E-04 
          78     3.38333      COMB12 Combination         Max      -7.157     -21.851      -0.025   1.188E-04 
          78     6.61667      COMB12 Combination         Max      -7.157      23.367      -0.025   1.188E-04 
          78     9.85000      COMB12 Combination         Max      -7.157      68.585      -0.025   1.188E-04 
          78     0.15000      COMB12 Combination         Min      -7.157     -67.069      -0.025   1.188E-04 
          78     3.38333      COMB12 Combination         Min      -7.157     -21.851      -0.025   1.188E-04 
          78     6.61667      COMB12 Combination         Min      -7.157      23.367      -0.025   1.188E-04 
          78     9.85000      COMB12 Combination         Min      -7.157      68.585      -0.025   1.188E-04 
          78     0.15000      COMB13 Combination         Max      -6.064     -73.647   1.066E-09   1.524E-10 
          78     3.38333      COMB13 Combination         Max      -6.064     -24.549   1.066E-09   1.524E-10 
          78     6.61667      COMB13 Combination         Max      -6.064      24.549   1.066E-09   1.524E-10 
          78     9.85000      COMB13 Combination         Max      -6.064      73.647   1.066E-09   1.524E-10 
          78     0.15000      COMB13 Combination         Min      -9.022     -73.647  -1.066E-09  -1.524E-10 
          78     3.38333      COMB13 Combination         Min      -9.022     -24.549  -1.066E-09  -1.524E-10 
          78     6.61667      COMB13 Combination         Min      -9.022      24.549  -1.066E-09  -1.524E-10 
          78     9.85000      COMB13 Combination         Min      -9.022      73.647  -1.066E-09  -1.524E-10 
          78     0.15000      COMB14 Combination         Max      -7.543     -71.069       0.025   4.358E-04 
          78     3.38333      COMB14 Combination         Max      -7.543     -21.971       0.025   4.358E-04 
          78     6.61667      COMB14 Combination         Max      -7.543      27.127       0.025   4.358E-04 
          78     9.85000      COMB14 Combination         Max      -7.543      76.225       0.025   4.358E-04 
          78     0.15000      COMB14 Combination         Min      -7.543     -76.225      -0.025  -4.358E-04 
          78     3.38333      COMB14 Combination         Min      -7.543     -27.127      -0.025  -4.358E-04 
          78     6.61667      COMB14 Combination         Min      -7.543      21.971      -0.025  -4.358E-04 
          78     9.85000      COMB14 Combination         Min      -7.543      71.069      -0.025  -4.358E-04 
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          78     0.15000         INV Combination         Max      -2.623     -43.425       0.025   4.358E-04 
          78     3.38333         INV Combination         Max      -2.623     -13.970       0.025   4.358E-04 
          78     6.61667         INV Combination         Max      -2.623      27.127       0.025   4.358E-04 
          78     9.85000         INV Combination         Max      -2.623      76.225       0.025   4.358E-04 
          78     0.15000         INV Combination         Min      -9.022     -76.225      -0.025  -4.358E-04 
          78     3.38333         INV Combination         Min      -9.022     -27.127      -0.025  -4.358E-04 
          78     6.61667         INV Combination         Min      -9.022      14.728      -0.025  -4.358E-04 
          78     9.85000         INV Combination         Min      -9.022      44.184      -0.025  -4.358E-04 
          79     0.15000          PP   LinStatic                  -0.761     -26.485       0.015     -0.0502 
          79     1.25000          PP   LinStatic                  -0.761      -2.693       0.015     -0.0502 
          79     2.35000          PP   LinStatic                  -0.761      21.099       0.015     -0.0502 
          79     0.15000        PERM   LinStatic                  -1.022      -4.265   9.867E-03     -0.0334 
          79     1.25000        PERM   LinStatic                  -1.022      -1.653   9.867E-03     -0.0334 
          79     2.35000        PERM   LinStatic                  -1.022       0.960   9.867E-03     -0.0334 
          79     0.15000        NEVE   LinStatic                  -0.699      -2.918   6.751E-03     -0.0228 
          79     1.25000        NEVE   LinStatic                  -0.699      -1.131   6.751E-03     -0.0228 
          79     2.35000        NEVE   LinStatic                  -0.699       0.657   6.751E-03     -0.0228 
          79     0.15000      VENTOX   LinStatic                  -1.101       0.725       0.840     -0.4832 
          79     1.25000      VENTOX   LinStatic                  -1.101       0.285       0.840     -0.4832 
          79     2.35000      VENTOX   LinStatic                  -1.101      -0.155       0.840     -0.4832 
          79     0.15000      VENTOY   LinStatic                   0.332       2.868      -3.359      0.0491 
          79     1.25000      VENTOY   LinStatic                   0.332       2.428      -3.359      0.0491 
          79     2.35000      VENTOY   LinStatic                   0.332       1.988      -3.359      0.0491 
          79     0.15000      SISMAX LinRespSpec         Max       1.856       0.142       1.233      1.0300 
          79     1.25000      SISMAX LinRespSpec         Max       1.856       0.142       1.233      1.0300 
          79     2.35000      SISMAX LinRespSpec         Max       1.856       0.142       1.233      1.0300 
          79     0.15000      SISMAY LinRespSpec         Max       0.305       4.394       3.281      0.1348 
          79     1.25000      SISMAY LinRespSpec         Max       0.305       4.394       3.281      0.1348 
          79     2.35000      SISMAY LinRespSpec         Max       0.305       4.394       3.281      0.1348 
          79     0.15000        TERM   LinStatic                  -3.732       0.933       0.449     -0.9629 
          79     1.25000        TERM   LinStatic                  -3.732       0.933       0.449     -0.9629 
          79     2.35000        TERM   LinStatic                  -3.732       0.933       0.449     -0.9629 
          79     0.15000       COMB1 Combination         Max      -5.515     -29.817       0.474     -1.0466 
          79     1.25000       COMB1 Combination         Max      -5.515      -3.412       0.474     -1.0466 
          79     2.35000       COMB1 Combination         Max      -5.515      22.992       0.474     -1.0466 
          79     0.15000       COMB1 Combination         Min      -5.515     -29.817       0.474     -1.0466 
          79     1.25000       COMB1 Combination         Min      -5.515      -3.412       0.474     -1.0466 
          79     2.35000       COMB1 Combination         Min      -5.515      22.992       0.474     -1.0466 
          79     0.15000       COMB2 Combination         Max      -6.214     -32.735       0.480     -1.0694 
          79     1.25000       COMB2 Combination         Max      -6.214      -4.543       0.480     -1.0694 
          79     2.35000       COMB2 Combination         Max      -6.214      23.648       0.480     -1.0694 
          79     0.15000       COMB2 Combination         Min      -6.214     -32.735       0.480     -1.0694 
          79     1.25000       COMB2 Combination         Min      -6.214      -4.543       0.480     -1.0694 
          79     2.35000       COMB2 Combination         Min      -6.214      23.648       0.480     -1.0694 
          79     0.15000       COMB3 Combination         Max      -6.616     -29.092       1.314     -1.5297 
          79     1.25000       COMB3 Combination         Max      -6.616      -3.128       1.314     -1.5297 
          79     2.35000       COMB3 Combination         Max      -6.616      22.836       1.314     -1.5297 
          79     0.15000       COMB3 Combination         Min      -6.616     -29.092       1.314     -1.5297 
          79     1.25000       COMB3 Combination         Min      -6.616      -3.128       1.314     -1.5297 
          79     2.35000       COMB3 Combination         Min      -6.616      22.836       1.314     -1.5297 
          79     0.15000       COMB4 Combination         Max      -5.183     -26.949      -2.885     -0.9974 
          79     1.25000       COMB4 Combination         Max      -5.183      -0.985      -2.885     -0.9974 
          79     2.35000       COMB4 Combination         Max      -5.183      24.979      -2.885     -0.9974 
          79     0.15000       COMB4 Combination         Min      -5.183     -26.949      -2.885     -0.9974 
          79     1.25000       COMB4 Combination         Min      -5.183      -0.985      -2.885     -0.9974 
          79     2.35000       COMB4 Combination         Min      -5.183      24.979      -2.885     -0.9974 
          79     0.15000       COMB5 Combination         Max      -7.315     -32.010       1.320     -1.5526 
          79     1.25000       COMB5 Combination         Max      -7.315      -4.259       1.320     -1.5526 
          79     2.35000       COMB5 Combination         Max      -7.315      23.493       1.320     -1.5526 
          79     0.15000       COMB5 Combination         Min      -7.315     -32.010       1.320     -1.5526 
          79     1.25000       COMB5 Combination         Min      -7.315      -4.259       1.320     -1.5526 
          79     2.35000       COMB5 Combination         Min      -7.315      23.493       1.320     -1.5526 
          79     0.15000       COMB6 Combination         Max      -5.883     -29.867      -2.878     -1.0203 
          79     1.25000       COMB6 Combination         Max      -5.883      -2.116      -2.878     -1.0203 
          79     2.35000       COMB6 Combination         Max      -5.883      25.636      -2.878     -1.0203 
          79     0.15000       COMB6 Combination         Min      -5.883     -29.867      -2.878     -1.0203 
          79     1.25000       COMB6 Combination         Min      -5.883      -2.116      -2.878     -1.0203 
          79     2.35000       COMB6 Combination         Min      -5.883      25.636      -2.878     -1.0203 
          79     0.15000       COMB7 Combination         Max       1.950     -31.683      -0.424      0.8793 
          79     1.25000       COMB7 Combination         Max       1.950      -5.279      -0.424      0.8793 
          79     2.35000       COMB7 Combination         Max       1.950      21.125      -0.424      0.8793 
          79     0.15000       COMB7 Combination         Min       1.950     -31.683      -0.424      0.8793 
          79     1.25000       COMB7 Combination         Min       1.950      -5.279      -0.424      0.8793 
          79     2.35000       COMB7 Combination         Min       1.950      21.125      -0.424      0.8793 
          79     0.15000       COMB8 Combination         Max       1.250     -34.601      -0.417      0.8564 
          79     1.25000       COMB8 Combination         Max       1.250      -6.410      -0.417      0.8564 
          79     2.35000       COMB8 Combination         Max       1.250      21.782      -0.417      0.8564 
          79     0.15000       COMB8 Combination         Min       1.250     -34.601      -0.417      0.8564 
          79     1.25000       COMB8 Combination         Min       1.250      -6.410      -0.417      0.8564 
          79     2.35000       COMB8 Combination         Min       1.250      21.782      -0.417      0.8564 
          79     0.15000       COMB9 Combination         Max       0.848     -30.958       0.416      0.3961 
          79     1.25000       COMB9 Combination         Max       0.848      -4.994       0.416      0.3961 
          79     2.35000       COMB9 Combination         Max       0.848      20.970       0.416      0.3961 
          79     0.15000       COMB9 Combination         Min       0.848     -30.958       0.416      0.3961 
          79     1.25000       COMB9 Combination         Min       0.848      -4.994       0.416      0.3961 
          79     2.35000       COMB9 Combination         Min       0.848      20.970       0.416      0.3961 
          79     0.15000      COMB10 Combination         Max       2.281     -28.815      -3.782      0.9284 
          79     1.25000      COMB10 Combination         Max       2.281      -2.851      -3.782      0.9284 
          79     2.35000      COMB10 Combination         Max       2.281      23.113      -3.782      0.9284 
          79     0.15000      COMB10 Combination         Min       2.281     -28.815      -3.782      0.9284 
          79     1.25000      COMB10 Combination         Min       2.281      -2.851      -3.782      0.9284 
          79     2.35000      COMB10 Combination         Min       2.281      23.113      -3.782      0.9284 
          79     0.15000      COMB11 Combination         Max       0.149     -33.877       0.423      0.3733 
          79     1.25000      COMB11 Combination         Max       0.149      -6.125       0.423      0.3733 
          79     2.35000      COMB11 Combination         Max       0.149      21.626       0.423      0.3733 
          79     0.15000      COMB11 Combination         Min       0.149     -33.877       0.423      0.3733 
          79     1.25000      COMB11 Combination         Min       0.149      -6.125       0.423      0.3733 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

229/ 799 

 
          79     2.35000      COMB11 Combination         Min       0.149      21.626       0.423      0.3733 
          79     0.15000      COMB12 Combination         Max       1.582     -31.734      -3.775      0.9056 
          79     1.25000      COMB12 Combination         Max       1.582      -3.982      -3.775      0.9056 
          79     2.35000      COMB12 Combination         Max       1.582      23.770      -3.775      0.9056 
          79     0.15000      COMB12 Combination         Min       1.582     -31.734      -3.775      0.9056 
          79     1.25000      COMB12 Combination         Min       1.582      -3.982      -3.775      0.9056 
          79     2.35000      COMB12 Combination         Min       1.582      23.770      -3.775      0.9056 
          79     0.15000      COMB13 Combination         Max      -0.626     -33.526       1.265      0.9235 
          79     1.25000      COMB13 Combination         Max      -0.626      -5.335       1.265      0.9235 
          79     2.35000      COMB13 Combination         Max      -0.626      22.857       1.265      0.9235 
          79     0.15000      COMB13 Combination         Min      -4.338     -33.810      -1.202     -1.1365 
          79     1.25000      COMB13 Combination         Min      -4.338      -5.618      -1.202     -1.1365 
          79     2.35000      COMB13 Combination         Min      -4.338      22.573      -1.202     -1.1365 
          79     0.15000      COMB14 Combination         Max      -2.177     -29.275       3.313      0.0283 
          79     1.25000      COMB14 Combination         Max      -2.177      -1.083       3.313      0.0283 
          79     2.35000      COMB14 Combination         Max      -2.177      27.109       3.313      0.0283 
          79     0.15000      COMB14 Combination         Min      -2.787     -38.062      -3.249     -0.2413 
          79     1.25000      COMB14 Combination         Min      -2.787      -9.870      -3.249     -0.2413 
          79     2.35000      COMB14 Combination         Min      -2.787      18.322      -3.249     -0.2413 
          79     0.15000         INV Combination         Max       2.281     -26.949       3.313      0.9284 
          79     1.25000         INV Combination         Max       2.281      -0.985       3.313      0.9284 
          79     2.35000         INV Combination         Max       2.281      27.109       3.313      0.9284 
          79     0.15000         INV Combination         Min      -7.315     -38.062      -3.782     -1.5526 
          79     1.25000         INV Combination         Min      -7.315      -9.870      -3.782     -1.5526 
          79     2.35000         INV Combination         Min      -7.315      18.322      -3.782     -1.5526 
          80     0.15000          PP   LinStatic                  -0.717     -26.726       0.049     -0.1606 
          80     1.25000          PP   LinStatic                  -0.717      -2.934       0.049     -0.1606 
          80     2.35000          PP   LinStatic                  -0.717      20.857       0.049     -0.1606 
          80     0.15000        PERM   LinStatic                  -1.026      -7.494       0.031     -0.1057 
          80     1.25000        PERM   LinStatic                  -1.026      -4.882       0.031     -0.1057 
          80     2.35000        PERM   LinStatic                  -1.026      -2.269       0.031     -0.1057 
          80     0.15000        NEVE   LinStatic                  -0.702      -5.128       0.021     -0.0723 
          80     1.25000        NEVE   LinStatic                  -0.702      -3.340       0.021     -0.0723 
          80     2.35000        NEVE   LinStatic                  -0.702      -1.553       0.021     -0.0723 
          80     0.15000      VENTOX   LinStatic                  -1.101       1.233       2.554     -1.5538 
          80     1.25000      VENTOX   LinStatic                  -1.101       0.793       2.554     -1.5538 
          80     2.35000      VENTOX   LinStatic                  -1.101       0.353       2.554     -1.5538 
          80     0.15000      VENTOY   LinStatic                   1.973       3.942      -3.334     -0.0042 
          80     1.25000      VENTOY   LinStatic                   1.973       3.502      -3.334     -0.0042 
          80     2.35000      VENTOY   LinStatic                   1.973       3.062      -3.334     -0.0042 
          80     0.15000      SISMAX LinRespSpec         Max       1.844       0.759       3.627      3.2973 
          80     1.25000      SISMAX LinRespSpec         Max       1.844       0.759       3.627      3.2973 
          80     2.35000      SISMAX LinRespSpec         Max       1.844       0.759       3.627      3.2973 
          80     0.15000      SISMAY LinRespSpec         Max       0.903       5.690       3.347      0.1053 
          80     1.25000      SISMAY LinRespSpec         Max       0.903       5.690       3.347      0.1053 
          80     2.35000      SISMAY LinRespSpec         Max       0.903       5.690       3.347      0.1053 
          80     0.15000        TERM   LinStatic                  -3.123       1.564       1.412     -3.0898 
          80     1.25000        TERM   LinStatic                  -3.123       1.564       1.412     -3.0898 
          80     2.35000        TERM   LinStatic                  -3.123       1.564       1.412     -3.0898 
          80     0.15000       COMB1 Combination         Max      -4.865     -32.657       1.491     -3.3561 
          80     1.25000       COMB1 Combination         Max      -4.865      -6.252       1.491     -3.3561 
          80     2.35000       COMB1 Combination         Max      -4.865      20.152       1.491     -3.3561 
          80     0.15000       COMB1 Combination         Min      -4.865     -32.657       1.491     -3.3561 
          80     1.25000       COMB1 Combination         Min      -4.865      -6.252       1.491     -3.3561 
          80     2.35000       COMB1 Combination         Min      -4.865      20.152       1.491     -3.3561 
          80     0.15000       COMB2 Combination         Max      -5.567     -37.784       1.513     -3.4285 
          80     1.25000       COMB2 Combination         Max      -5.567      -9.593       1.513     -3.4285 
          80     2.35000       COMB2 Combination         Max      -5.567      18.599       1.513     -3.4285 
          80     0.15000       COMB2 Combination         Min      -5.567     -37.784       1.513     -3.4285 
          80     1.25000       COMB2 Combination         Min      -5.567      -9.593       1.513     -3.4285 
          80     2.35000       COMB2 Combination         Min      -5.567      18.599       1.513     -3.4285 
          80     0.15000       COMB3 Combination         Max      -5.966     -31.424       4.046     -4.9100 
          80     1.25000       COMB3 Combination         Max      -5.966      -5.460       4.046     -4.9100 
          80     2.35000       COMB3 Combination         Max      -5.966      20.504       4.046     -4.9100 
          80     0.15000       COMB3 Combination         Min      -5.966     -31.424       4.046     -4.9100 
          80     1.25000       COMB3 Combination         Min      -5.966      -5.460       4.046     -4.9100 
          80     2.35000       COMB3 Combination         Min      -5.966      20.504       4.046     -4.9100 
          80     0.15000       COMB4 Combination         Max      -2.892     -28.715      -1.842     -3.3604 
          80     1.25000       COMB4 Combination         Max      -2.892      -2.751      -1.842     -3.3604 
          80     2.35000       COMB4 Combination         Max      -2.892      23.213      -1.842     -3.3604 
          80     0.15000       COMB4 Combination         Min      -2.892     -28.715      -1.842     -3.3604 
          80     1.25000       COMB4 Combination         Min      -2.892      -2.751      -1.842     -3.3604 
          80     2.35000       COMB4 Combination         Min      -2.892      23.213      -1.842     -3.3604 
          80     0.15000       COMB5 Combination         Max      -6.668     -36.552       4.067     -4.9823 
          80     1.25000       COMB5 Combination         Max      -6.668      -8.800       4.067     -4.9823 
          80     2.35000       COMB5 Combination         Max      -6.668      18.951       4.067     -4.9823 
          80     0.15000       COMB5 Combination         Min      -6.668     -36.552       4.067     -4.9823 
          80     1.25000       COMB5 Combination         Min      -6.668      -8.800       4.067     -4.9823 
          80     2.35000       COMB5 Combination         Min      -6.668      18.951       4.067     -4.9823 
          80     0.15000       COMB6 Combination         Max      -3.594     -33.843      -1.821     -3.4327 
          80     1.25000       COMB6 Combination         Max      -3.594      -6.091      -1.821     -3.4327 
          80     2.35000       COMB6 Combination         Max      -3.594      21.661      -1.821     -3.4327 
          80     0.15000       COMB6 Combination         Min      -3.594     -33.843      -1.821     -3.4327 
          80     1.25000       COMB6 Combination         Min      -3.594      -6.091      -1.821     -3.4327 
          80     2.35000       COMB6 Combination         Min      -3.594      21.661      -1.821     -3.4327 
          80     0.15000       COMB7 Combination         Max       1.380     -35.784      -1.332      2.8235 
          80     1.25000       COMB7 Combination         Max       1.380      -9.380      -1.332      2.8235 
          80     2.35000       COMB7 Combination         Max       1.380      17.024      -1.332      2.8235 
          80     0.15000       COMB7 Combination         Min       1.380     -35.784      -1.332      2.8235 
          80     1.25000       COMB7 Combination         Min       1.380      -9.380      -1.332      2.8235 
          80     2.35000       COMB7 Combination         Min       1.380      17.024      -1.332      2.8235 
          80     0.15000       COMB8 Combination         Max       0.678     -40.912      -1.310      2.7511 
          80     1.25000       COMB8 Combination         Max       0.678     -12.720      -1.310      2.7511 
          80     2.35000       COMB8 Combination         Max       0.678      15.471      -1.310      2.7511 
          80     0.15000       COMB8 Combination         Min       0.678     -40.912      -1.310      2.7511 
          80     1.25000       COMB8 Combination         Min       0.678     -12.720      -1.310      2.7511 
          80     2.35000       COMB8 Combination         Min       0.678      15.471      -1.310      2.7511 
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          80     0.15000       COMB9 Combination         Max       0.279     -34.552       1.223      1.2696 
          80     1.25000       COMB9 Combination         Max       0.279      -8.588       1.223      1.2696 
          80     2.35000       COMB9 Combination         Max       0.279      17.377       1.223      1.2696 
          80     0.15000       COMB9 Combination         Min       0.279     -34.552       1.223      1.2696 
          80     1.25000       COMB9 Combination         Min       0.279      -8.588       1.223      1.2696 
          80     2.35000       COMB9 Combination         Min       0.279      17.377       1.223      1.2696 
          80     0.15000      COMB10 Combination         Max       3.353     -31.843      -4.665      2.8192 
          80     1.25000      COMB10 Combination         Max       3.353      -5.878      -4.665      2.8192 
          80     2.35000      COMB10 Combination         Max       3.353      20.086      -4.665      2.8192 
          80     0.15000      COMB10 Combination         Min       3.353     -31.843      -4.665      2.8192 
          80     1.25000      COMB10 Combination         Min       3.353      -5.878      -4.665      2.8192 
          80     2.35000      COMB10 Combination         Min       3.353      20.086      -4.665      2.8192 
          80     0.15000      COMB11 Combination         Max      -0.423     -39.680       1.244      1.1973 
          80     1.25000      COMB11 Combination         Max      -0.423     -11.928       1.244      1.1973 
          80     2.35000      COMB11 Combination         Max      -0.423      15.824       1.244      1.1973 
          80     0.15000      COMB11 Combination         Min      -0.423     -39.680       1.244      1.1973 
          80     1.25000      COMB11 Combination         Min      -0.423     -11.928       1.244      1.1973 
          80     2.35000      COMB11 Combination         Min      -0.423      15.824       1.244      1.1973 
          80     0.15000      COMB12 Combination         Max       2.651     -36.970      -4.644      2.7469 
          80     1.25000      COMB12 Combination         Max       2.651      -9.219      -4.644      2.7469 
          80     2.35000      COMB12 Combination         Max       2.651      18.533      -4.644      2.7469 
          80     0.15000      COMB12 Combination         Min       2.651     -36.970      -4.644      2.7469 
          80     1.25000      COMB12 Combination         Min       2.651      -9.219      -4.644      2.7469 
          80     2.35000      COMB12 Combination         Min       2.651      18.533      -4.644      2.7469 
          80     0.15000      COMB13 Combination         Max      -0.600     -38.589       3.728      2.9586 
          80     1.25000      COMB13 Combination         Max      -0.600     -10.398       3.728      2.9586 
          80     2.35000      COMB13 Combination         Max      -0.600      17.794       3.728      2.9586 
          80     0.15000      COMB13 Combination         Min      -4.288     -40.107      -3.526     -3.6359 
          80     1.25000      COMB13 Combination         Min      -4.288     -11.915      -3.526     -3.6359 
          80     2.35000      COMB13 Combination         Min      -4.288      16.276      -3.526     -3.6359 
          80     0.15000      COMB14 Combination         Max      -1.542     -33.658       3.448     -0.2334 
          80     1.25000      COMB14 Combination         Max      -1.542      -5.467       3.448     -0.2334 
          80     2.35000      COMB14 Combination         Max      -1.542      22.725       3.448     -0.2334 
          80     0.15000      COMB14 Combination         Min      -3.347     -45.038      -3.246     -0.4439 
          80     1.25000      COMB14 Combination         Min      -3.347     -16.847      -3.246     -0.4439 
          80     2.35000      COMB14 Combination         Min      -3.347      11.345      -3.246     -0.4439 
          80     0.15000         INV Combination         Max       3.353     -28.715       4.067      2.9586 
          80     1.25000         INV Combination         Max       3.353      -2.751       4.067      2.9586 
          80     2.35000         INV Combination         Max       3.353      23.213       4.067      2.9586 
          80     0.15000         INV Combination         Min      -6.668     -45.038      -4.665     -4.9823 
          80     1.25000         INV Combination         Min      -6.668     -16.847      -4.665     -4.9823 
          80     2.35000         INV Combination         Min      -6.668      11.345      -4.665     -4.9823 
          81     0.15000          PP   LinStatic                  -0.247     -24.222       0.164     -0.7153 
          81     1.25000          PP   LinStatic                  -0.247      -0.430       0.164     -0.7153 
          81     2.35000          PP   LinStatic                  -0.247      23.361       0.164     -0.7153 
          81     0.15000        PERM   LinStatic                  -0.015       3.690       0.463      2.6269 
          81     1.25000        PERM   LinStatic                  -0.015       3.690       0.463      2.6269 
          81     2.35000        PERM   LinStatic                  -0.015       3.690       0.463      2.6269 
          81     0.15000        NEVE   LinStatic                  -0.010       2.524       0.317      1.7973 
          81     1.25000        NEVE   LinStatic                  -0.010       2.524       0.317      1.7973 
          81     2.35000        NEVE   LinStatic                  -0.010       2.524       0.317      1.7973 
          81     0.15000      VENTOX   LinStatic                  -0.347      -0.994      -0.078     -0.4424 
          81     1.25000      VENTOX   LinStatic                  -0.347      -0.994      -0.078     -0.4424 
          81     2.35000      VENTOX   LinStatic                  -0.347      -0.994      -0.078     -0.4424 
          81     0.15000      VENTOY   LinStatic                   0.385      -0.099      -2.248     -0.6040 
          81     1.25000      VENTOY   LinStatic                   0.385      -0.099      -2.248     -0.6040 
          81     2.35000      VENTOY   LinStatic                   0.385      -0.099      -2.248     -0.6040 
          81     0.15000      SISMAX LinRespSpec         Max       2.036       6.307   1.003E-03   3.230E-06 
          81     1.25000      SISMAX LinRespSpec         Max       2.036       6.307   1.003E-03   3.230E-06 
          81     2.35000      SISMAX LinRespSpec         Max       2.036       6.307   1.003E-03   3.230E-06 
          81     0.15000      SISMAY LinRespSpec         Max       0.605       1.585       3.674      1.8051 
          81     1.25000      SISMAY LinRespSpec         Max       0.605       1.585       3.674      1.8051 
          81     2.35000      SISMAY LinRespSpec         Max       0.605       1.585       3.674      1.8051 
          81     0.15000        TERM   LinStatic                  -6.048      -6.096       0.129     -0.3834 
          81     1.25000        TERM   LinStatic                  -6.048      -6.096       0.129     -0.3834 
          81     2.35000        TERM   LinStatic                  -6.048      -6.096       0.129     -0.3834 
          81     0.15000       COMB1 Combination         Max      -6.310     -26.628       0.757      1.5281 
          81     1.25000       COMB1 Combination         Max      -6.310      -2.837       0.757      1.5281 
          81     2.35000       COMB1 Combination         Max      -6.310      20.955       0.757      1.5281 
          81     0.15000       COMB1 Combination         Min      -6.310     -26.628       0.757      1.5281 
          81     1.25000       COMB1 Combination         Min      -6.310      -2.837       0.757      1.5281 
          81     2.35000       COMB1 Combination         Min      -6.310      20.955       0.757      1.5281 
          81     0.15000       COMB2 Combination         Max      -6.320     -24.104       1.074      3.3254 
          81     1.25000       COMB2 Combination         Max      -6.320      -0.312       1.074      3.3254 
          81     2.35000       COMB2 Combination         Max      -6.320      23.479       1.074      3.3254 
          81     0.15000       COMB2 Combination         Min      -6.320     -24.104       1.074      3.3254 
          81     1.25000       COMB2 Combination         Min      -6.320      -0.312       1.074      3.3254 
          81     2.35000       COMB2 Combination         Min      -6.320      23.479       1.074      3.3254 
          81     0.15000       COMB3 Combination         Max      -6.656     -27.622       0.678      1.0857 
          81     1.25000       COMB3 Combination         Max      -6.656      -3.830       0.678      1.0857 
          81     2.35000       COMB3 Combination         Max      -6.656      19.961       0.678      1.0857 
          81     0.15000       COMB3 Combination         Min      -6.656     -27.622       0.678      1.0857 
          81     1.25000       COMB3 Combination         Min      -6.656      -3.830       0.678      1.0857 
          81     2.35000       COMB3 Combination         Min      -6.656      19.961       0.678      1.0857 
          81     0.15000       COMB4 Combination         Max      -5.925     -26.728      -1.491      0.9240 
          81     1.25000       COMB4 Combination         Max      -5.925      -2.936      -1.491      0.9240 
          81     2.35000       COMB4 Combination         Max      -5.925      20.856      -1.491      0.9240 
          81     0.15000       COMB4 Combination         Min      -5.925     -26.728      -1.491      0.9240 
          81     1.25000       COMB4 Combination         Min      -5.925      -2.936      -1.491      0.9240 
          81     2.35000       COMB4 Combination         Min      -5.925      20.856      -1.491      0.9240 
          81     0.15000       COMB5 Combination         Max      -6.666     -25.098       0.995      2.8830 
          81     1.25000       COMB5 Combination         Max      -6.666      -1.306       0.995      2.8830 
          81     2.35000       COMB5 Combination         Max      -6.666      22.486       0.995      2.8830 
          81     0.15000       COMB5 Combination         Min      -6.666     -25.098       0.995      2.8830 
          81     1.25000       COMB5 Combination         Min      -6.666      -1.306       0.995      2.8830 
          81     2.35000       COMB5 Combination         Min      -6.666      22.486       0.995      2.8830 
          81     0.15000       COMB6 Combination         Max      -5.935     -24.203      -1.174      2.7214 
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          81     1.25000       COMB6 Combination         Max      -5.935      -0.411      -1.174      2.7214 
          81     2.35000       COMB6 Combination         Max      -5.935      23.380      -1.174      2.7214 
          81     0.15000       COMB6 Combination         Min      -5.935     -24.203      -1.174      2.7214 
          81     1.25000       COMB6 Combination         Min      -5.935      -0.411      -1.174      2.7214 
          81     2.35000       COMB6 Combination         Min      -5.935      23.380      -1.174      2.7214 
          81     0.15000       COMB7 Combination         Max       5.786     -14.436       0.499      2.2950 
          81     1.25000       COMB7 Combination         Max       5.786       9.355       0.499      2.2950 
          81     2.35000       COMB7 Combination         Max       5.786      33.147       0.499      2.2950 
          81     0.15000       COMB7 Combination         Min       5.786     -14.436       0.499      2.2950 
          81     1.25000       COMB7 Combination         Min       5.786       9.355       0.499      2.2950 
          81     2.35000       COMB7 Combination         Min       5.786      33.147       0.499      2.2950 
          81     0.15000       COMB8 Combination         Max       5.776     -11.912       0.816      4.0923 
          81     1.25000       COMB8 Combination         Max       5.776      11.880       0.816      4.0923 
          81     2.35000       COMB8 Combination         Max       5.776      35.671       0.816      4.0923 
          81     0.15000       COMB8 Combination         Min       5.776     -11.912       0.816      4.0923 
          81     1.25000       COMB8 Combination         Min       5.776      11.880       0.816      4.0923 
          81     2.35000       COMB8 Combination         Min       5.776      35.671       0.816      4.0923 
          81     0.15000       COMB9 Combination         Max       5.440     -15.430       0.420      1.8526 
          81     1.25000       COMB9 Combination         Max       5.440       8.361       0.420      1.8526 
          81     2.35000       COMB9 Combination         Max       5.440      32.153       0.420      1.8526 
          81     0.15000       COMB9 Combination         Min       5.440     -15.430       0.420      1.8526 
          81     1.25000       COMB9 Combination         Min       5.440       8.361       0.420      1.8526 
          81     2.35000       COMB9 Combination         Min       5.440      32.153       0.420      1.8526 
          81     0.15000      COMB10 Combination         Max       6.171     -14.536      -1.749      1.6909 
          81     1.25000      COMB10 Combination         Max       6.171       9.256      -1.749      1.6909 
          81     2.35000      COMB10 Combination         Max       6.171      33.048      -1.749      1.6909 
          81     0.15000      COMB10 Combination         Min       6.171     -14.536      -1.749      1.6909 
          81     1.25000      COMB10 Combination         Min       6.171       9.256      -1.749      1.6909 
          81     2.35000      COMB10 Combination         Min       6.171      33.048      -1.749      1.6909 
          81     0.15000      COMB11 Combination         Max       5.430     -12.906       0.737      3.6499 
          81     1.25000      COMB11 Combination         Max       5.430      10.886       0.737      3.6499 
          81     2.35000      COMB11 Combination         Max       5.430      34.678       0.737      3.6499 
          81     0.15000      COMB11 Combination         Min       5.430     -12.906       0.737      3.6499 
          81     1.25000      COMB11 Combination         Min       5.430      10.886       0.737      3.6499 
          81     2.35000      COMB11 Combination         Min       5.430      34.678       0.737      3.6499 
          81     0.15000      COMB12 Combination         Max       6.161     -12.011      -1.432      3.4883 
          81     1.25000      COMB12 Combination         Max       6.161      11.780      -1.432      3.4883 
          81     2.35000      COMB12 Combination         Max       6.161      35.572      -1.432      3.4883 
          81     0.15000      COMB12 Combination         Min       6.161     -12.011      -1.432      3.4883 
          81     1.25000      COMB12 Combination         Min       6.161      11.780      -1.432      3.4883 
          81     2.35000      COMB12 Combination         Min       6.161      35.572      -1.432      3.4883 
          81     0.15000      COMB13 Combination         Max       1.765     -11.701       0.946      3.7089 
          81     1.25000      COMB13 Combination         Max       1.765      12.090       0.946      3.7089 
          81     2.35000      COMB13 Combination         Max       1.765      35.882       0.946      3.7089 
          81     0.15000      COMB13 Combination         Min      -2.308     -24.314       0.944      3.7089 
          81     1.25000      COMB13 Combination         Min      -2.308      -0.523       0.944      3.7089 
          81     2.35000      COMB13 Combination         Min      -2.308      23.269       0.944      3.7089 
          81     0.15000      COMB14 Combination         Max       0.333     -16.423       4.619      5.5140 
          81     1.25000      COMB14 Combination         Max       0.333       7.369       4.619      5.5140 
          81     2.35000      COMB14 Combination         Max       0.333      31.161       4.619      5.5140 
          81     0.15000      COMB14 Combination         Min      -0.877     -19.593      -2.729      1.9038 
          81     1.25000      COMB14 Combination         Min      -0.877       4.198      -2.729      1.9038 
          81     2.35000      COMB14 Combination         Min      -0.877      27.990      -2.729      1.9038 
          81     0.15000         INV Combination         Max       6.171     -11.701       4.619      5.5140 
          81     1.25000         INV Combination         Max       6.171      12.090       4.619      5.5140 
          81     2.35000         INV Combination         Max       6.171      35.882       4.619      5.5140 
          81     0.15000         INV Combination         Min      -6.666     -27.622      -2.729      0.9240 
          81     1.25000         INV Combination         Min      -6.666      -3.830      -2.729      0.9240 
          81     2.35000         INV Combination         Min      -6.666      19.961      -2.729      0.9240 
          82     0.15000          PP   LinStatic                  -0.293     -18.148      -0.255      0.5796 
          82     1.25000          PP   LinStatic                  -0.293       5.643      -0.255      0.5796 
          82     2.35000          PP   LinStatic                  -0.293      29.435      -0.255      0.5796 
          82     0.15000        PERM   LinStatic                  -0.061      -8.727      -0.475      5.5225 
          82     1.25000        PERM   LinStatic                  -0.061      -8.727      -0.475      5.5225 
          82     2.35000        PERM   LinStatic                  -0.061      -8.727      -0.475      5.5225 
          82     0.15000        NEVE   LinStatic                  -0.042      -5.971      -0.325      3.7786 
          82     1.25000        NEVE   LinStatic                  -0.042      -5.971      -0.325      3.7786 
          82     2.35000        NEVE   LinStatic                  -0.042      -5.971      -0.325      3.7786 
          82     0.15000      VENTOX   LinStatic                  -0.544       1.141       0.080     -0.9301 
          82     1.25000      VENTOX   LinStatic                  -0.544       1.141       0.080     -0.9301 
          82     2.35000      VENTOX   LinStatic                  -0.544       1.141       0.080     -0.9301 
          82     0.15000      VENTOY   LinStatic                   0.585       1.480      -1.011     -0.7971 
          82     1.25000      VENTOY   LinStatic                   0.585       1.480      -1.011     -0.7971 
          82     2.35000      VENTOY   LinStatic                   0.585       1.480      -1.011     -0.7971 
          82     0.15000      SISMAX LinRespSpec         Max       2.464       5.575   8.007E-04   4.111E-06 
          82     1.25000      SISMAX LinRespSpec         Max       2.464       5.575   8.007E-04   4.111E-06 
          82     2.35000      SISMAX LinRespSpec         Max       2.464       5.575   8.007E-04   4.111E-06 
          82     0.15000      SISMAY LinRespSpec         Max       0.805       0.474       1.813      1.7218 
          82     1.25000      SISMAY LinRespSpec         Max       0.805       0.474       1.813      1.7218 
          82     2.35000      SISMAY LinRespSpec         Max       0.805       0.474       1.813      1.7218 
          82     0.15000        TERM   LinStatic                  -8.987      -4.613      -0.200      0.3108 
          82     1.25000        TERM   LinStatic                  -8.987      -4.613      -0.200      0.3108 
          82     2.35000        TERM   LinStatic                  -8.987      -4.613      -0.200      0.3108 
          82     0.15000       COMB1 Combination         Max      -9.342     -31.489      -0.930      6.4129 
          82     1.25000       COMB1 Combination         Max      -9.342      -7.697      -0.930      6.4129 
          82     2.35000       COMB1 Combination         Max      -9.342      16.095      -0.930      6.4129 
          82     0.15000       COMB1 Combination         Min      -9.342     -31.489      -0.930      6.4129 
          82     1.25000       COMB1 Combination         Min      -9.342      -7.697      -0.930      6.4129 
          82     2.35000       COMB1 Combination         Min      -9.342      16.095      -0.930      6.4129 
          82     0.15000       COMB2 Combination         Max      -9.384     -37.460      -1.255     10.1915 
          82     1.25000       COMB2 Combination         Max      -9.384     -13.668      -1.255     10.1915 
          82     2.35000       COMB2 Combination         Max      -9.384      10.123      -1.255     10.1915 
          82     0.15000       COMB2 Combination         Min      -9.384     -37.460      -1.255     10.1915 
          82     1.25000       COMB2 Combination         Min      -9.384     -13.668      -1.255     10.1915 
          82     2.35000       COMB2 Combination         Min      -9.384      10.123      -1.255     10.1915 
          82     0.15000       COMB3 Combination         Max      -9.886     -30.348      -0.850      5.4828 
          82     1.25000       COMB3 Combination         Max      -9.886      -6.556      -0.850      5.4828 
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          82     2.35000       COMB3 Combination         Max      -9.886      17.235      -0.850      5.4828 
          82     0.15000       COMB3 Combination         Min      -9.886     -30.348      -0.850      5.4828 
          82     1.25000       COMB3 Combination         Min      -9.886      -6.556      -0.850      5.4828 
          82     2.35000       COMB3 Combination         Min      -9.886      17.235      -0.850      5.4828 
          82     0.15000       COMB4 Combination         Max      -8.757     -30.009      -1.941      5.6158 
          82     1.25000       COMB4 Combination         Max      -8.757      -6.218      -1.941      5.6158 
          82     2.35000       COMB4 Combination         Max      -8.757      17.574      -1.941      5.6158 
          82     0.15000       COMB4 Combination         Min      -8.757     -30.009      -1.941      5.6158 
          82     1.25000       COMB4 Combination         Min      -8.757      -6.218      -1.941      5.6158 
          82     2.35000       COMB4 Combination         Min      -8.757      17.574      -1.941      5.6158 
          82     0.15000       COMB5 Combination         Max      -9.928     -36.319      -1.176      9.2614 
          82     1.25000       COMB5 Combination         Max      -9.928     -12.527      -1.176      9.2614 
          82     2.35000       COMB5 Combination         Max      -9.928      11.264      -1.176      9.2614 
          82     0.15000       COMB5 Combination         Min      -9.928     -36.319      -1.176      9.2614 
          82     1.25000       COMB5 Combination         Min      -9.928     -12.527      -1.176      9.2614 
          82     2.35000       COMB5 Combination         Min      -9.928      11.264      -1.176      9.2614 
          82     0.15000       COMB6 Combination         Max      -8.799     -35.980      -2.266      9.3944 
          82     1.25000       COMB6 Combination         Max      -8.799     -12.189      -2.266      9.3944 
          82     2.35000       COMB6 Combination         Max      -8.799      11.603      -2.266      9.3944 
          82     0.15000       COMB6 Combination         Min      -8.799     -35.980      -2.266      9.3944 
          82     1.25000       COMB6 Combination         Min      -8.799     -12.189      -2.266      9.3944 
          82     2.35000       COMB6 Combination         Min      -8.799      11.603      -2.266      9.3944 
          82     0.15000       COMB7 Combination         Max       8.633     -22.262      -0.531      5.7912 
          82     1.25000       COMB7 Combination         Max       8.633       1.529      -0.531      5.7912 
          82     2.35000       COMB7 Combination         Max       8.633      25.321      -0.531      5.7912 
          82     0.15000       COMB7 Combination         Min       8.633     -22.262      -0.531      5.7912 
          82     1.25000       COMB7 Combination         Min       8.633       1.529      -0.531      5.7912 
          82     2.35000       COMB7 Combination         Min       8.633      25.321      -0.531      5.7912 
          82     0.15000       COMB8 Combination         Max       8.591     -28.234      -0.856      9.5698 
          82     1.25000       COMB8 Combination         Max       8.591      -4.442      -0.856      9.5698 
          82     2.35000       COMB8 Combination         Max       8.591      19.350      -0.856      9.5698 
          82     0.15000       COMB8 Combination         Min       8.591     -28.234      -0.856      9.5698 
          82     1.25000       COMB8 Combination         Min       8.591      -4.442      -0.856      9.5698 
          82     2.35000       COMB8 Combination         Min       8.591      19.350      -0.856      9.5698 
          82     0.15000       COMB9 Combination         Max       8.089     -21.122      -0.451      4.8611 
          82     1.25000       COMB9 Combination         Max       8.089       2.670      -0.451      4.8611 
          82     2.35000       COMB9 Combination         Max       8.089      26.462      -0.451      4.8611 
          82     0.15000       COMB9 Combination         Min       8.089     -21.122      -0.451      4.8611 
          82     1.25000       COMB9 Combination         Min       8.089       2.670      -0.451      4.8611 
          82     2.35000       COMB9 Combination         Min       8.089      26.462      -0.451      4.8611 
          82     0.15000      COMB10 Combination         Max       9.218     -20.783      -1.542      4.9941 
          82     1.25000      COMB10 Combination         Max       9.218       3.009      -1.542      4.9941 
          82     2.35000      COMB10 Combination         Max       9.218      26.800      -1.542      4.9941 
          82     0.15000      COMB10 Combination         Min       9.218     -20.783      -1.542      4.9941 
          82     1.25000      COMB10 Combination         Min       9.218       3.009      -1.542      4.9941 
          82     2.35000      COMB10 Combination         Min       9.218      26.800      -1.542      4.9941 
          82     0.15000      COMB11 Combination         Max       8.047     -27.093      -0.776      8.6397 
          82     1.25000      COMB11 Combination         Max       8.047      -3.301      -0.776      8.6397 
          82     2.35000      COMB11 Combination         Max       8.047      20.491      -0.776      8.6397 
          82     0.15000      COMB11 Combination         Min       8.047     -27.093      -0.776      8.6397 
          82     1.25000      COMB11 Combination         Min       8.047      -3.301      -0.776      8.6397 
          82     2.35000      COMB11 Combination         Min       8.047      20.491      -0.776      8.6397 
          82     0.15000      COMB12 Combination         Max       9.176     -26.754      -1.867      8.7727 
          82     1.25000      COMB12 Combination         Max       9.176      -2.962      -1.867      8.7727 
          82     2.35000      COMB12 Combination         Max       9.176      20.829      -1.867      8.7727 
          82     0.15000      COMB12 Combination         Min       9.176     -26.754      -1.867      8.7727 
          82     1.25000      COMB12 Combination         Min       9.176      -2.962      -1.867      8.7727 
          82     2.35000      COMB12 Combination         Min       9.176      20.829      -1.867      8.7727 
          82     0.15000      COMB13 Combination         Max       2.067     -27.271      -1.055      9.8807 
          82     1.25000      COMB13 Combination         Max       2.067      -3.480      -1.055      9.8807 
          82     2.35000      COMB13 Combination         Max       2.067      20.312      -1.055      9.8807 
          82     0.15000      COMB13 Combination         Min      -2.860     -38.422      -1.056      9.8807 
          82     1.25000      COMB13 Combination         Min      -2.860     -14.630      -1.056      9.8807 
          82     2.35000      COMB13 Combination         Min      -2.860       9.161      -1.056      9.8807 
          82     0.15000      COMB14 Combination         Max       0.409     -32.372       0.758     11.6025 
          82     1.25000      COMB14 Combination         Max       0.409      -8.581       0.758     11.6025 
          82     2.35000      COMB14 Combination         Max       0.409      15.211       0.758     11.6025 
          82     0.15000      COMB14 Combination         Min      -1.202     -33.321      -2.869      8.1588 
          82     1.25000      COMB14 Combination         Min      -1.202      -9.529      -2.869      8.1588 
          82     2.35000      COMB14 Combination         Min      -1.202      14.262      -2.869      8.1588 
          82     0.15000         INV Combination         Max       9.218     -20.783       0.758     11.6025 
          82     1.25000         INV Combination         Max       9.218       3.009       0.758     11.6025 
          82     2.35000         INV Combination         Max       9.218      26.800       0.758     11.6025 
          82     0.15000         INV Combination         Min      -9.928     -38.422      -2.869      4.8611 
          82     1.25000         INV Combination         Min      -9.928     -14.630      -2.869      4.8611 
          82     2.35000         INV Combination         Min      -9.928       9.161      -2.869      4.8611 
          83     0.15000          PP   LinStatic                  -0.301     -25.687       0.197     -0.6472 
          83     1.25000          PP   LinStatic                  -0.301      -1.895       0.197     -0.6472 
          83     2.35000          PP   LinStatic                  -0.301      21.896       0.197     -0.6472 
          83     0.15000        PERM   LinStatic                  -0.120       8.679       0.465     -1.4818 
          83     1.25000        PERM   LinStatic                  -0.120       8.679       0.465     -1.4818 
          83     2.35000        PERM   LinStatic                  -0.120       8.679       0.465     -1.4818 
          83     0.15000        NEVE   LinStatic                  -0.082       5.938       0.318     -1.0139 
          83     1.25000        NEVE   LinStatic                  -0.082       5.938       0.318     -1.0139 
          83     2.35000        NEVE   LinStatic                  -0.082       5.938       0.318     -1.0139 
          83     0.15000      VENTOX   LinStatic                  -0.889      -1.733      -0.081      0.2496 
          83     1.25000      VENTOX   LinStatic                  -0.889      -1.733      -0.081      0.2496 
          83     2.35000      VENTOX   LinStatic                  -0.889      -1.733      -0.081      0.2496 
          83     0.15000      VENTOY   LinStatic                   0.968      -0.981      -1.453      0.1077 
          83     1.25000      VENTOY   LinStatic                   0.968      -0.981      -1.453      0.1077 
          83     2.35000      VENTOY   LinStatic                   0.968      -0.981      -1.453      0.1077 
          83     0.15000      SISMAX LinRespSpec         Max       1.740       4.601   3.342E-03   2.958E-05 
          83     1.25000      SISMAX LinRespSpec         Max       1.740       4.601   3.342E-03   2.958E-05 
          83     2.35000      SISMAX LinRespSpec         Max       1.740       4.601   3.342E-03   2.958E-05 
          83     0.15000      SISMAY LinRespSpec         Max       1.066       1.532       2.185      1.6220 
          83     1.25000      SISMAY LinRespSpec         Max       1.066       1.532       2.185      1.6220 
          83     2.35000      SISMAY LinRespSpec         Max       1.066       1.532       2.185      1.6220 
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          83     0.15000        TERM   LinStatic                 -12.980      -2.629       0.153     -0.3467 
          83     1.25000        TERM   LinStatic                 -12.980      -2.629       0.153     -0.3467 
          83     2.35000        TERM   LinStatic                 -12.980      -2.629       0.153     -0.3467 
          83     0.15000       COMB1 Combination         Max     -13.401     -19.637       0.816     -2.4758 
          83     1.25000       COMB1 Combination         Max     -13.401       4.155       0.816     -2.4758 
          83     2.35000       COMB1 Combination         Max     -13.401      27.947       0.816     -2.4758 
          83     0.15000       COMB1 Combination         Min     -13.401     -19.637       0.816     -2.4758 
          83     1.25000       COMB1 Combination         Min     -13.401       4.155       0.816     -2.4758 
          83     2.35000       COMB1 Combination         Min     -13.401      27.947       0.816     -2.4758 
          83     0.15000       COMB2 Combination         Max     -13.483     -13.698       1.134     -3.4896 
          83     1.25000       COMB2 Combination         Max     -13.483      10.093       1.134     -3.4896 
          83     2.35000       COMB2 Combination         Max     -13.483      33.885       1.134     -3.4896 
          83     0.15000       COMB2 Combination         Min     -13.483     -13.698       1.134     -3.4896 
          83     1.25000       COMB2 Combination         Min     -13.483      10.093       1.134     -3.4896 
          83     2.35000       COMB2 Combination         Min     -13.483      33.885       1.134     -3.4896 
          83     0.15000       COMB3 Combination         Max     -14.289     -21.370       0.735     -2.2262 
          83     1.25000       COMB3 Combination         Max     -14.289       2.421       0.735     -2.2262 
          83     2.35000       COMB3 Combination         Max     -14.289      26.213       0.735     -2.2262 
          83     0.15000       COMB3 Combination         Min     -14.289     -21.370       0.735     -2.2262 
          83     1.25000       COMB3 Combination         Min     -14.289       2.421       0.735     -2.2262 
          83     2.35000       COMB3 Combination         Min     -14.289      26.213       0.735     -2.2262 
          83     0.15000       COMB4 Combination         Max     -12.433     -20.618      -0.637     -2.3680 
          83     1.25000       COMB4 Combination         Max     -12.433       3.174      -0.637     -2.3680 
          83     2.35000       COMB4 Combination         Max     -12.433      26.965      -0.637     -2.3680 
          83     0.15000       COMB4 Combination         Min     -12.433     -20.618      -0.637     -2.3680 
          83     1.25000       COMB4 Combination         Min     -12.433       3.174      -0.637     -2.3680 
          83     2.35000       COMB4 Combination         Min     -12.433      26.965      -0.637     -2.3680 
          83     0.15000       COMB5 Combination         Max     -14.371     -15.432       1.054     -3.2400 
          83     1.25000       COMB5 Combination         Max     -14.371       8.360       1.054     -3.2400 
          83     2.35000       COMB5 Combination         Max     -14.371      32.151       1.054     -3.2400 
          83     0.15000       COMB5 Combination         Min     -14.371     -15.432       1.054     -3.2400 
          83     1.25000       COMB5 Combination         Min     -14.371       8.360       1.054     -3.2400 
          83     2.35000       COMB5 Combination         Min     -14.371      32.151       1.054     -3.2400 
          83     0.15000       COMB6 Combination         Max     -12.515     -14.680      -0.319     -3.3819 
          83     1.25000       COMB6 Combination         Max     -12.515       9.112      -0.319     -3.3819 
          83     2.35000       COMB6 Combination         Max     -12.515      32.904      -0.319     -3.3819 
          83     0.15000       COMB6 Combination         Min     -12.515     -14.680      -0.319     -3.3819 
          83     1.25000       COMB6 Combination         Min     -12.515       9.112      -0.319     -3.3819 
          83     2.35000       COMB6 Combination         Min     -12.515      32.904      -0.319     -3.3819 
          83     0.15000       COMB7 Combination         Max      12.560     -14.379       0.509     -1.7823 
          83     1.25000       COMB7 Combination         Max      12.560       9.413       0.509     -1.7823 
          83     2.35000       COMB7 Combination         Max      12.560      33.205       0.509     -1.7823 
          83     0.15000       COMB7 Combination         Min      12.560     -14.379       0.509     -1.7823 
          83     1.25000       COMB7 Combination         Min      12.560       9.413       0.509     -1.7823 
          83     2.35000       COMB7 Combination         Min      12.560      33.205       0.509     -1.7823 
          83     0.15000       COMB8 Combination         Max      12.478      -8.440       0.828     -2.7962 
          83     1.25000       COMB8 Combination         Max      12.478      15.351       0.828     -2.7962 
          83     2.35000       COMB8 Combination         Max      12.478      39.143       0.828     -2.7962 
          83     0.15000       COMB8 Combination         Min      12.478      -8.440       0.828     -2.7962 
          83     1.25000       COMB8 Combination         Min      12.478      15.351       0.828     -2.7962 
          83     2.35000       COMB8 Combination         Min      12.478      39.143       0.828     -2.7962 
          83     0.15000       COMB9 Combination         Max      11.672     -16.112       0.428     -1.5327 
          83     1.25000       COMB9 Combination         Max      11.672       7.679       0.428     -1.5327 
          83     2.35000       COMB9 Combination         Max      11.672      31.471       0.428     -1.5327 
          83     0.15000       COMB9 Combination         Min      11.672     -16.112       0.428     -1.5327 
          83     1.25000       COMB9 Combination         Min      11.672       7.679       0.428     -1.5327 
          83     2.35000       COMB9 Combination         Min      11.672      31.471       0.428     -1.5327 
          83     0.15000      COMB10 Combination         Max      13.528     -15.360      -0.944     -1.6746 
          83     1.25000      COMB10 Combination         Max      13.528       8.432      -0.944     -1.6746 
          83     2.35000      COMB10 Combination         Max      13.528      32.223      -0.944     -1.6746 
          83     0.15000      COMB10 Combination         Min      13.528     -15.360      -0.944     -1.6746 
          83     1.25000      COMB10 Combination         Min      13.528       8.432      -0.944     -1.6746 
          83     2.35000      COMB10 Combination         Min      13.528      32.223      -0.944     -1.6746 
          83     0.15000      COMB11 Combination         Max      11.590     -10.174       0.747     -2.5466 
          83     1.25000      COMB11 Combination         Max      11.590      13.618       0.747     -2.5466 
          83     2.35000      COMB11 Combination         Max      11.590      37.409       0.747     -2.5466 
          83     0.15000      COMB11 Combination         Min      11.590     -10.174       0.747     -2.5466 
          83     1.25000      COMB11 Combination         Min      11.590      13.618       0.747     -2.5466 
          83     2.35000      COMB11 Combination         Min      11.590      37.409       0.747     -2.5466 
          83     0.15000      COMB12 Combination         Max      13.446      -9.422      -0.625     -2.6884 
          83     1.25000      COMB12 Combination         Max      13.446      14.370      -0.625     -2.6884 
          83     2.35000      COMB12 Combination         Max      13.446      38.162      -0.625     -2.6884 
          83     0.15000      COMB12 Combination         Min      13.446      -9.422      -0.625     -2.6884 
          83     1.25000      COMB12 Combination         Min      13.446      14.370      -0.625     -2.6884 
          83     2.35000      COMB12 Combination         Min      13.446      38.162      -0.625     -2.6884 
          83     0.15000      COMB13 Combination         Max       1.238      -6.468       0.984     -3.1428 
          83     1.25000      COMB13 Combination         Max       1.238      17.323       0.984     -3.1428 
          83     2.35000      COMB13 Combination         Max       1.238      41.115       0.984     -3.1428 
          83     0.15000      COMB13 Combination         Min      -2.242     -15.670       0.978     -3.1429 
          83     1.25000      COMB13 Combination         Min      -2.242       8.121       0.978     -3.1429 
          83     2.35000      COMB13 Combination         Min      -2.242      31.913       0.978     -3.1429 
          83     0.15000      COMB14 Combination         Max       0.564      -9.538       3.166     -1.5209 
          83     1.25000      COMB14 Combination         Max       0.564      14.254       3.166     -1.5209 
          83     2.35000      COMB14 Combination         Max       0.564      38.045       3.166     -1.5209 
          83     0.15000      COMB14 Combination         Min      -1.568     -12.601      -1.204     -4.7649 
          83     1.25000      COMB14 Combination         Min      -1.568      11.191      -1.204     -4.7649 
          83     2.35000      COMB14 Combination         Min      -1.568      34.982      -1.204     -4.7649 
          83     0.15000         INV Combination         Max      13.528      -6.468       3.166     -1.5209 
          83     1.25000         INV Combination         Max      13.528      17.323       3.166     -1.5209 
          83     2.35000         INV Combination         Max      13.528      41.115       3.166     -1.5209 
          83     0.15000         INV Combination         Min     -14.371     -21.370      -1.204     -4.7649 
          83     1.25000         INV Combination         Min     -14.371       2.421      -1.204     -4.7649 
          83     2.35000         INV Combination         Min     -14.371      26.213      -1.204     -4.7649 
          84     0.15000          PP   LinStatic                  -0.302     -21.296      -0.218      0.6336 
          84     1.25000          PP   LinStatic                  -0.302       2.495      -0.218      0.6336 
          84     2.35000          PP   LinStatic                  -0.302      26.287      -0.218      0.6336 
          84     0.15000        PERM   LinStatic                  -0.142      -8.020      -0.743      2.2468 
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          84     1.25000        PERM   LinStatic                  -0.142      -8.020      -0.743      2.2468 
          84     2.35000        PERM   LinStatic                  -0.142      -8.020      -0.743      2.2468 
          84     0.15000        NEVE   LinStatic                  -0.097      -5.487      -0.508      1.5373 
          84     1.25000        NEVE   LinStatic                  -0.097      -5.487      -0.508      1.5373 
          84     2.35000        NEVE   LinStatic                  -0.097      -5.487      -0.508      1.5373 
          84     0.15000      VENTOX   LinStatic                  -1.091       1.086       0.123     -0.3784 
          84     1.25000      VENTOX   LinStatic                  -1.091       1.086       0.123     -0.3784 
          84     2.35000      VENTOX   LinStatic                  -1.091       1.086       0.123     -0.3784 
          84     0.15000      VENTOY   LinStatic                   1.164       1.366      -0.173     -0.2183 
          84     1.25000      VENTOY   LinStatic                   1.164       1.366      -0.173     -0.2183 
          84     2.35000      VENTOY   LinStatic                   1.164       1.366      -0.173     -0.2183 
          84     0.15000      SISMAX LinRespSpec         Max       2.176       4.488   3.324E-03   3.227E-05 
          84     1.25000      SISMAX LinRespSpec         Max       2.176       4.488   3.324E-03   3.227E-05 
          84     2.35000      SISMAX LinRespSpec         Max       2.176       4.488   3.324E-03   3.227E-05 
          84     0.15000      SISMAY LinRespSpec         Max       1.274       0.452       0.720      1.7650 
          84     1.25000      SISMAY LinRespSpec         Max       1.274       0.452       0.720      1.7650 
          84     2.35000      SISMAY LinRespSpec         Max       1.274       0.452       0.720      1.7650 
          84     0.15000        TERM   LinStatic                 -14.680      -1.792      -0.173      0.3401 
          84     1.25000        TERM   LinStatic                 -14.680      -1.792      -0.173      0.3401 
          84     2.35000        TERM   LinStatic                 -14.680      -1.792      -0.173      0.3401 
          84     0.15000       COMB1 Combination         Max     -15.123     -31.108      -1.134      3.2205 
          84     1.25000       COMB1 Combination         Max     -15.123      -7.317      -1.134      3.2205 
          84     2.35000       COMB1 Combination         Max     -15.123      16.475      -1.134      3.2205 
          84     0.15000       COMB1 Combination         Min     -15.123     -31.108      -1.134      3.2205 
          84     1.25000       COMB1 Combination         Min     -15.123      -7.317      -1.134      3.2205 
          84     2.35000       COMB1 Combination         Min     -15.123      16.475      -1.134      3.2205 
          84     0.15000       COMB2 Combination         Max     -15.220     -36.595      -1.642      4.7577 
          84     1.25000       COMB2 Combination         Max     -15.220     -12.804      -1.642      4.7577 
          84     2.35000       COMB2 Combination         Max     -15.220      10.988      -1.642      4.7577 
          84     0.15000       COMB2 Combination         Min     -15.220     -36.595      -1.642      4.7577 
          84     1.25000       COMB2 Combination         Min     -15.220     -12.804      -1.642      4.7577 
          84     2.35000       COMB2 Combination         Min     -15.220      10.988      -1.642      4.7577 
          84     0.15000       COMB3 Combination         Max     -16.214     -30.022      -1.011      2.8421 
          84     1.25000       COMB3 Combination         Max     -16.214      -6.231      -1.011      2.8421 
          84     2.35000       COMB3 Combination         Max     -16.214      17.561      -1.011      2.8421 
          84     0.15000       COMB3 Combination         Min     -16.214     -30.022      -1.011      2.8421 
          84     1.25000       COMB3 Combination         Min     -16.214      -6.231      -1.011      2.8421 
          84     2.35000       COMB3 Combination         Min     -16.214      17.561      -1.011      2.8421 
          84     0.15000       COMB4 Combination         Max     -13.959     -29.742      -1.307      3.0022 
          84     1.25000       COMB4 Combination         Max     -13.959      -5.951      -1.307      3.0022 
          84     2.35000       COMB4 Combination         Max     -13.959      17.841      -1.307      3.0022 
          84     0.15000       COMB4 Combination         Min     -13.959     -29.742      -1.307      3.0022 
          84     1.25000       COMB4 Combination         Min     -13.959      -5.951      -1.307      3.0022 
          84     2.35000       COMB4 Combination         Min     -13.959      17.841      -1.307      3.0022 
          84     0.15000       COMB5 Combination         Max     -16.311     -35.509      -1.519      4.3794 
          84     1.25000       COMB5 Combination         Max     -16.311     -11.718      -1.519      4.3794 
          84     2.35000       COMB5 Combination         Max     -16.311      12.074      -1.519      4.3794 
          84     0.15000       COMB5 Combination         Min     -16.311     -35.509      -1.519      4.3794 
          84     1.25000       COMB5 Combination         Min     -16.311     -11.718      -1.519      4.3794 
          84     2.35000       COMB5 Combination         Min     -16.311      12.074      -1.519      4.3794 
          84     0.15000       COMB6 Combination         Max     -14.056     -35.229      -1.816      4.5394 
          84     1.25000       COMB6 Combination         Max     -14.056     -11.438      -1.816      4.5394 
          84     2.35000       COMB6 Combination         Max     -14.056      12.354      -1.816      4.5394 
          84     0.15000       COMB6 Combination         Min     -14.056     -35.229      -1.816      4.5394 
          84     1.25000       COMB6 Combination         Min     -14.056     -11.438      -1.816      4.5394 
          84     2.35000       COMB6 Combination         Min     -14.056      12.354      -1.816      4.5394 
          84     0.15000       COMB7 Combination         Max      14.236     -27.523      -0.788      2.5403 
          84     1.25000       COMB7 Combination         Max      14.236      -3.732      -0.788      2.5403 
          84     2.35000       COMB7 Combination         Max      14.236      20.060      -0.788      2.5403 
          84     0.15000       COMB7 Combination         Min      14.236     -27.523      -0.788      2.5403 
          84     1.25000       COMB7 Combination         Min      14.236      -3.732      -0.788      2.5403 
          84     2.35000       COMB7 Combination         Min      14.236      20.060      -0.788      2.5403 
          84     0.15000       COMB8 Combination         Max      14.139     -33.011      -1.297      4.0776 
          84     1.25000       COMB8 Combination         Max      14.139      -9.219      -1.297      4.0776 
          84     2.35000       COMB8 Combination         Max      14.139      14.573      -1.297      4.0776 
          84     0.15000       COMB8 Combination         Min      14.139     -33.011      -1.297      4.0776 
          84     1.25000       COMB8 Combination         Min      14.139      -9.219      -1.297      4.0776 
          84     2.35000       COMB8 Combination         Min      14.139      14.573      -1.297      4.0776 
          84     0.15000       COMB9 Combination         Max      13.145     -26.437      -0.666      2.1619 
          84     1.25000       COMB9 Combination         Max      13.145      -2.646      -0.666      2.1619 
          84     2.35000       COMB9 Combination         Max      13.145      21.146      -0.666      2.1619 
          84     0.15000       COMB9 Combination         Min      13.145     -26.437      -0.666      2.1619 
          84     1.25000       COMB9 Combination         Min      13.145      -2.646      -0.666      2.1619 
          84     2.35000       COMB9 Combination         Min      13.145      21.146      -0.666      2.1619 
          84     0.15000      COMB10 Combination         Max      15.400     -26.158      -0.962      2.3220 
          84     1.25000      COMB10 Combination         Max      15.400      -2.366      -0.962      2.3220 
          84     2.35000      COMB10 Combination         Max      15.400      21.426      -0.962      2.3220 
          84     0.15000      COMB10 Combination         Min      15.400     -26.158      -0.962      2.3220 
          84     1.25000      COMB10 Combination         Min      15.400      -2.366      -0.962      2.3220 
          84     2.35000      COMB10 Combination         Min      15.400      21.426      -0.962      2.3220 
          84     0.15000      COMB11 Combination         Max      13.048     -31.925      -1.174      3.6992 
          84     1.25000      COMB11 Combination         Max      13.048      -8.133      -1.174      3.6992 
          84     2.35000      COMB11 Combination         Max      13.048      15.659      -1.174      3.6992 
          84     0.15000      COMB11 Combination         Min      13.048     -31.925      -1.174      3.6992 
          84     1.25000      COMB11 Combination         Min      13.048      -8.133      -1.174      3.6992 
          84     2.35000      COMB11 Combination         Min      13.048      15.659      -1.174      3.6992 
          84     0.15000      COMB12 Combination         Max      15.303     -31.645      -1.470      3.8593 
          84     1.25000      COMB12 Combination         Max      15.303      -7.853      -1.470      3.8593 
          84     2.35000      COMB12 Combination         Max      15.303      15.938      -1.470      3.8593 
          84     0.15000      COMB12 Combination         Min      15.303     -31.645      -1.470      3.8593 
          84     1.25000      COMB12 Combination         Min      15.303      -7.853      -1.470      3.8593 
          84     2.35000      COMB12 Combination         Min      15.303      15.938      -1.470      3.8593 
          84     0.15000      COMB13 Combination         Max       1.636     -30.315      -1.466      4.4177 
          84     1.25000      COMB13 Combination         Max       1.636      -6.524      -1.466      4.4177 
          84     2.35000      COMB13 Combination         Max       1.636      17.268      -1.466      4.4177 
          84     0.15000      COMB13 Combination         Min      -2.716     -39.291      -1.473      4.4176 
          84     1.25000      COMB13 Combination         Min      -2.716     -15.499      -1.473      4.4176 
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          84     2.35000      COMB13 Combination         Min      -2.716       8.293      -1.473      4.4176 
          84     0.15000      COMB14 Combination         Max       0.734     -34.350      -0.749      6.1827 
          84     1.25000      COMB14 Combination         Max       0.734     -10.559      -0.749      6.1827 
          84     2.35000      COMB14 Combination         Max       0.734      13.233      -0.749      6.1827 
          84     0.15000      COMB14 Combination         Min      -1.814     -35.255      -2.190      2.6526 
          84     1.25000      COMB14 Combination         Min      -1.814     -11.464      -2.190      2.6526 
          84     2.35000      COMB14 Combination         Min      -1.814      12.328      -2.190      2.6526 
          84     0.15000         INV Combination         Max      15.400     -26.158      -0.666      6.1827 
          84     1.25000         INV Combination         Max      15.400      -2.366      -0.666      6.1827 
          84     2.35000         INV Combination         Max      15.400      21.426      -0.666      6.1827 
          84     0.15000         INV Combination         Min     -16.311     -39.291      -2.190      2.1619 
          84     1.25000         INV Combination         Min     -16.311     -15.499      -2.190      2.1619 
          84     2.35000         INV Combination         Min     -16.311       8.293      -2.190      2.1619 
          85     0.15000          PP   LinStatic                  -0.308     -26.417       0.207     -0.6441 
          85     1.25000          PP   LinStatic                  -0.308      -2.625       0.207     -0.6441 
          85     2.35000          PP   LinStatic                  -0.308      21.167       0.207     -0.6441 
          85     0.15000        PERM   LinStatic                  -0.171       8.199       0.606     -1.8937 
          85     1.25000        PERM   LinStatic                  -0.171       8.199       0.606     -1.8937 
          85     2.35000        PERM   LinStatic                  -0.171       8.199       0.606     -1.8937 
          85     0.15000        NEVE   LinStatic                  -0.117       5.610       0.414     -1.2957 
          85     1.25000        NEVE   LinStatic                  -0.117       5.610       0.414     -1.2957 
          85     2.35000        NEVE   LinStatic                  -0.117       5.610       0.414     -1.2957 
          85     0.15000      VENTOX   LinStatic                  -1.440      -1.647      -0.091      0.3190 
          85     1.25000      VENTOX   LinStatic                  -1.440      -1.647      -0.091      0.3190 
          85     2.35000      VENTOX   LinStatic                  -1.440      -1.647      -0.091      0.3190 
          85     0.15000      VENTOY   LinStatic                   1.521      -0.903      -0.628      0.2421 
          85     1.25000      VENTOY   LinStatic                   1.521      -0.903      -0.628      0.2421 
          85     2.35000      VENTOY   LinStatic                   1.521      -0.903      -0.628      0.2421 
          85     0.15000      SISMAX LinRespSpec         Max       1.449       4.523       0.016   9.110E-05 
          85     1.25000      SISMAX LinRespSpec         Max       1.449       4.523       0.016   9.110E-05 
          85     2.35000      SISMAX LinRespSpec         Max       1.449       4.523       0.016   9.110E-05 
          85     0.15000      SISMAY LinRespSpec         Max       1.528       1.471       0.887      1.4748 
          85     1.25000      SISMAY LinRespSpec         Max       1.528       1.471       0.887      1.4748 
          85     2.35000      SISMAY LinRespSpec         Max       1.528       1.471       0.887      1.4748 
          85     0.15000        TERM   LinStatic                 -16.523      -0.903       0.165     -0.3422 
          85     1.25000        TERM   LinStatic                 -16.523      -0.903       0.165     -0.3422 
          85     2.35000        TERM   LinStatic                 -16.523      -0.903       0.165     -0.3422 
          85     0.15000       COMB1 Combination         Max     -17.001     -19.121       0.977     -2.8800 
          85     1.25000       COMB1 Combination         Max     -17.001       4.671       0.977     -2.8800 
          85     2.35000       COMB1 Combination         Max     -17.001      28.462       0.977     -2.8800 
          85     0.15000       COMB1 Combination         Min     -17.001     -19.121       0.977     -2.8800 
          85     1.25000       COMB1 Combination         Min     -17.001       4.671       0.977     -2.8800 
          85     2.35000       COMB1 Combination         Min     -17.001      28.462       0.977     -2.8800 
          85     0.15000       COMB2 Combination         Max     -17.118     -13.511       1.391     -4.1757 
          85     1.25000       COMB2 Combination         Max     -17.118      10.281       1.391     -4.1757 
          85     2.35000       COMB2 Combination         Max     -17.118      34.072       1.391     -4.1757 
          85     0.15000       COMB2 Combination         Min     -17.118     -13.511       1.391     -4.1757 
          85     1.25000       COMB2 Combination         Min     -17.118      10.281       1.391     -4.1757 
          85     2.35000       COMB2 Combination         Min     -17.118      34.072       1.391     -4.1757 
          85     0.15000       COMB3 Combination         Max     -18.441     -20.768       0.886     -2.5611 
          85     1.25000       COMB3 Combination         Max     -18.441       3.024       0.886     -2.5611 
          85     2.35000       COMB3 Combination         Max     -18.441      26.815       0.886     -2.5611 
          85     0.15000       COMB3 Combination         Min     -18.441     -20.768       0.886     -2.5611 
          85     1.25000       COMB3 Combination         Min     -18.441       3.024       0.886     -2.5611 
          85     2.35000       COMB3 Combination         Min     -18.441      26.815       0.886     -2.5611 
          85     0.15000       COMB4 Combination         Max     -15.480     -20.024       0.349     -2.6379 
          85     1.25000       COMB4 Combination         Max     -15.480       3.768       0.349     -2.6379 
          85     2.35000       COMB4 Combination         Max     -15.480      27.560       0.349     -2.6379 
          85     0.15000       COMB4 Combination         Min     -15.480     -20.024       0.349     -2.6379 
          85     1.25000       COMB4 Combination         Min     -15.480       3.768       0.349     -2.6379 
          85     2.35000       COMB4 Combination         Min     -15.480      27.560       0.349     -2.6379 
          85     0.15000       COMB5 Combination         Max     -18.558     -15.158       1.300     -3.8568 
          85     1.25000       COMB5 Combination         Max     -18.558       8.633       1.300     -3.8568 
          85     2.35000       COMB5 Combination         Max     -18.558      32.425       1.300     -3.8568 
          85     0.15000       COMB5 Combination         Min     -18.558     -15.158       1.300     -3.8568 
          85     1.25000       COMB5 Combination         Min     -18.558       8.633       1.300     -3.8568 
          85     2.35000       COMB5 Combination         Min     -18.558      32.425       1.300     -3.8568 
          85     0.15000       COMB6 Combination         Max     -15.596     -14.414       0.763     -3.9336 
          85     1.25000       COMB6 Combination         Max     -15.596       9.378       0.763     -3.9336 
          85     2.35000       COMB6 Combination         Max     -15.596      33.170       0.763     -3.9336 
          85     0.15000       COMB6 Combination         Min     -15.596     -14.414       0.763     -3.9336 
          85     1.25000       COMB6 Combination         Min     -15.596       9.378       0.763     -3.9336 
          85     2.35000       COMB6 Combination         Min     -15.596      33.170       0.763     -3.9336 
          85     0.15000       COMB7 Combination         Max      16.044     -17.314       0.648     -2.1956 
          85     1.25000       COMB7 Combination         Max      16.044       6.477       0.648     -2.1956 
          85     2.35000       COMB7 Combination         Max      16.044      30.269       0.648     -2.1956 
          85     0.15000       COMB7 Combination         Min      16.044     -17.314       0.648     -2.1956 
          85     1.25000       COMB7 Combination         Min      16.044       6.477       0.648     -2.1956 
          85     2.35000       COMB7 Combination         Min      16.044      30.269       0.648     -2.1956 
          85     0.15000       COMB8 Combination         Max      15.927     -11.704       1.062     -3.4913 
          85     1.25000       COMB8 Combination         Max      15.927      12.087       1.062     -3.4913 
          85     2.35000       COMB8 Combination         Max      15.927      35.879       1.062     -3.4913 
          85     0.15000       COMB8 Combination         Min      15.927     -11.704       1.062     -3.4913 
          85     1.25000       COMB8 Combination         Min      15.927      12.087       1.062     -3.4913 
          85     2.35000       COMB8 Combination         Min      15.927      35.879       1.062     -3.4913 
          85     0.15000       COMB9 Combination         Max      14.604     -18.961       0.557     -1.8766 
          85     1.25000       COMB9 Combination         Max      14.604       4.830       0.557     -1.8766 
          85     2.35000       COMB9 Combination         Max      14.604      28.622       0.557     -1.8766 
          85     0.15000       COMB9 Combination         Min      14.604     -18.961       0.557     -1.8766 
          85     1.25000       COMB9 Combination         Min      14.604       4.830       0.557     -1.8766 
          85     2.35000       COMB9 Combination         Min      14.604      28.622       0.557     -1.8766 
          85     0.15000      COMB10 Combination         Max      17.565     -18.217       0.020     -1.9535 
          85     1.25000      COMB10 Combination         Max      17.565       5.575       0.020     -1.9535 
          85     2.35000      COMB10 Combination         Max      17.565      29.366       0.020     -1.9535 
          85     0.15000      COMB10 Combination         Min      17.565     -18.217       0.020     -1.9535 
          85     1.25000      COMB10 Combination         Min      17.565       5.575       0.020     -1.9535 
          85     2.35000      COMB10 Combination         Min      17.565      29.366       0.020     -1.9535 
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          85     0.15000      COMB11 Combination         Max      14.487     -13.351       0.971     -3.1723 
          85     1.25000      COMB11 Combination         Max      14.487      10.440       0.971     -3.1723 
          85     2.35000      COMB11 Combination         Max      14.487      34.232       0.971     -3.1723 
          85     0.15000      COMB11 Combination         Min      14.487     -13.351       0.971     -3.1723 
          85     1.25000      COMB11 Combination         Min      14.487      10.440       0.971     -3.1723 
          85     2.35000      COMB11 Combination         Min      14.487      34.232       0.971     -3.1723 
          85     0.15000      COMB12 Combination         Max      17.449     -12.607       0.434     -3.2492 
          85     1.25000      COMB12 Combination         Max      17.449      11.185       0.434     -3.2492 
          85     2.35000      COMB12 Combination         Max      17.449      34.976       0.434     -3.2492 
          85     0.15000      COMB12 Combination         Min      17.449     -12.607       0.434     -3.2492 
          85     1.25000      COMB12 Combination         Min      17.449      11.185       0.434     -3.2492 
          85     2.35000      COMB12 Combination         Min      17.449      34.976       0.434     -3.2492 
          85     0.15000      COMB13 Combination         Max       0.854      -8.085       1.243     -3.8334 
          85     1.25000      COMB13 Combination         Max       0.854      15.707       1.243     -3.8334 
          85     2.35000      COMB13 Combination         Max       0.854      39.498       1.243     -3.8334 
          85     0.15000      COMB13 Combination         Min      -2.044     -17.130       1.210     -3.8336 
          85     1.25000      COMB13 Combination         Min      -2.044       6.661       1.210     -3.8336 
          85     2.35000      COMB13 Combination         Min      -2.044      30.453       1.210     -3.8336 
          85     0.15000      COMB14 Combination         Max       0.933     -11.137       2.114     -2.3587 
          85     1.25000      COMB14 Combination         Max       0.933      12.655       2.114     -2.3587 
          85     2.35000      COMB14 Combination         Max       0.933      36.447       2.114     -2.3587 
          85     0.15000      COMB14 Combination         Min      -2.124     -14.079       0.339     -5.3083 
          85     1.25000      COMB14 Combination         Min      -2.124       9.713       0.339     -5.3083 
          85     2.35000      COMB14 Combination         Min      -2.124      33.505       0.339     -5.3083 
          85     0.15000         INV Combination         Max      17.565      -8.085       2.114     -1.8766 
          85     1.25000         INV Combination         Max      17.565      15.707       2.114     -1.8766 
          85     2.35000         INV Combination         Max      17.565      39.498       2.114     -1.8766 
          85     0.15000         INV Combination         Min     -18.558     -20.768       0.020     -5.3083 
          85     1.25000         INV Combination         Min     -18.558       3.024       0.020     -5.3083 
          85     2.35000         INV Combination         Min     -18.558      26.815       0.020     -5.3083 
          86     0.15000          PP   LinStatic                  -0.313     -21.297      -0.208      0.6346 
          86     1.25000          PP   LinStatic                  -0.313       2.494      -0.208      0.6346 
          86     2.35000          PP   LinStatic                  -0.313      26.286      -0.208      0.6346 
          86     0.15000        PERM   LinStatic                  -0.185      -8.240      -0.627      1.9077 
          86     1.25000        PERM   LinStatic                  -0.185      -8.240      -0.627      1.9077 
          86     2.35000        PERM   LinStatic                  -0.185      -8.240      -0.627      1.9077 
          86     0.15000        NEVE   LinStatic                  -0.127      -5.638      -0.429      1.3052 
          86     1.25000        NEVE   LinStatic                  -0.127      -5.638      -0.429      1.3052 
          86     2.35000        NEVE   LinStatic                  -0.127      -5.638      -0.429      1.3052 
          86     0.15000      VENTOX   LinStatic                  -1.644       1.120       0.117     -0.3213 
          86     1.25000      VENTOX   LinStatic                  -1.644       1.120       0.117     -0.3213 
          86     2.35000      VENTOX   LinStatic                  -1.644       1.120       0.117     -0.3213 
          86     0.15000      VENTOY   LinStatic                   1.717       1.423       0.682     -0.1566 
          86     1.25000      VENTOY   LinStatic                   1.717       1.423       0.682     -0.1566 
          86     2.35000      VENTOY   LinStatic                   1.717       1.423       0.682     -0.1566 
          86     0.15000      SISMAX LinRespSpec         Max       1.884       4.540       0.016   2.645E-05 
          86     1.25000      SISMAX LinRespSpec         Max       1.884       4.540       0.016   2.645E-05 
          86     2.35000      SISMAX LinRespSpec         Max       1.884       4.540       0.016   2.645E-05 
          86     0.15000      SISMAY LinRespSpec         Max       1.737       0.520       1.380      1.7051 
          86     1.25000      SISMAY LinRespSpec         Max       1.737       0.520       1.380      1.7051 
          86     2.35000      SISMAY LinRespSpec         Max       1.737       0.520       1.380      1.7051 
          86     0.15000        TERM   LinStatic                 -16.971      -0.229      -0.161      0.3442 
          86     1.25000        TERM   LinStatic                 -16.971      -0.229      -0.161      0.3442 
          86     2.35000        TERM   LinStatic                 -16.971      -0.229      -0.161      0.3442 
          86     0.15000       COMB1 Combination         Max     -17.469     -29.766      -0.996      2.8864 
          86     1.25000       COMB1 Combination         Max     -17.469      -5.974      -0.996      2.8864 
          86     2.35000       COMB1 Combination         Max     -17.469      17.818      -0.996      2.8864 
          86     0.15000       COMB1 Combination         Min     -17.469     -29.766      -0.996      2.8864 
          86     1.25000       COMB1 Combination         Min     -17.469      -5.974      -0.996      2.8864 
          86     2.35000       COMB1 Combination         Min     -17.469      17.818      -0.996      2.8864 
          86     0.15000       COMB2 Combination         Max     -17.595     -35.403      -1.424      4.1916 
          86     1.25000       COMB2 Combination         Max     -17.595     -11.612      -1.424      4.1916 
          86     2.35000       COMB2 Combination         Max     -17.595      12.180      -1.424      4.1916 
          86     0.15000       COMB2 Combination         Min     -17.595     -35.403      -1.424      4.1916 
          86     1.25000       COMB2 Combination         Min     -17.595     -11.612      -1.424      4.1916 
          86     2.35000       COMB2 Combination         Min     -17.595      12.180      -1.424      4.1916 
          86     0.15000       COMB3 Combination         Max     -19.113     -28.646      -0.879      2.5651 
          86     1.25000       COMB3 Combination         Max     -19.113      -4.854      -0.879      2.5651 
          86     2.35000       COMB3 Combination         Max     -19.113      18.938      -0.879      2.5651 
          86     0.15000       COMB3 Combination         Min     -19.113     -28.646      -0.879      2.5651 
          86     1.25000       COMB3 Combination         Min     -19.113      -4.854      -0.879      2.5651 
          86     2.35000       COMB3 Combination         Min     -19.113      18.938      -0.879      2.5651 
          86     0.15000       COMB4 Combination         Max     -15.752     -28.342      -0.313      2.7298 
          86     1.25000       COMB4 Combination         Max     -15.752      -4.551      -0.313      2.7298 
          86     2.35000       COMB4 Combination         Max     -15.752      19.241      -0.313      2.7298 
          86     0.15000       COMB4 Combination         Min     -15.752     -28.342      -0.313      2.7298 
          86     1.25000       COMB4 Combination         Min     -15.752      -4.551      -0.313      2.7298 
          86     2.35000       COMB4 Combination         Min     -15.752      19.241      -0.313      2.7298 
          86     0.15000       COMB5 Combination         Max     -19.240     -34.283      -1.307      3.8703 
          86     1.25000       COMB5 Combination         Max     -19.240     -10.492      -1.307      3.8703 
          86     2.35000       COMB5 Combination         Max     -19.240      13.300      -1.307      3.8703 
          86     0.15000       COMB5 Combination         Min     -19.240     -34.283      -1.307      3.8703 
          86     1.25000       COMB5 Combination         Min     -19.240     -10.492      -1.307      3.8703 
          86     2.35000       COMB5 Combination         Min     -19.240      13.300      -1.307      3.8703 
          86     0.15000       COMB6 Combination         Max     -15.878     -33.980      -0.742      4.0351 
          86     1.25000       COMB6 Combination         Max     -15.878     -10.188      -0.742      4.0351 
          86     2.35000       COMB6 Combination         Max     -15.878      13.603      -0.742      4.0351 
          86     0.15000       COMB6 Combination         Min     -15.878     -33.980      -0.742      4.0351 
          86     1.25000       COMB6 Combination         Min     -15.878     -10.188      -0.742      4.0351 
          86     2.35000       COMB6 Combination         Min     -15.878      13.603      -0.742      4.0351 
          86     0.15000       COMB7 Combination         Max      16.473     -29.308      -0.673      2.1981 
          86     1.25000       COMB7 Combination         Max      16.473      -5.517      -0.673      2.1981 
          86     2.35000       COMB7 Combination         Max      16.473      18.275      -0.673      2.1981 
          86     0.15000       COMB7 Combination         Min      16.473     -29.308      -0.673      2.1981 
          86     1.25000       COMB7 Combination         Min      16.473      -5.517      -0.673      2.1981 
          86     2.35000       COMB7 Combination         Min      16.473      18.275      -0.673      2.1981 
          86     0.15000       COMB8 Combination         Max      16.347     -34.946      -1.102      3.5033 
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          86     1.25000       COMB8 Combination         Max      16.347     -11.154      -1.102      3.5033 
          86     2.35000       COMB8 Combination         Max      16.347      12.637      -1.102      3.5033 
          86     0.15000       COMB8 Combination         Min      16.347     -34.946      -1.102      3.5033 
          86     1.25000       COMB8 Combination         Min      16.347     -11.154      -1.102      3.5033 
          86     2.35000       COMB8 Combination         Min      16.347      12.637      -1.102      3.5033 
          86     0.15000       COMB9 Combination         Max      14.829     -28.188      -0.556      1.8768 
          86     1.25000       COMB9 Combination         Max      14.829      -4.397      -0.556      1.8768 
          86     2.35000       COMB9 Combination         Max      14.829      19.395      -0.556      1.8768 
          86     0.15000       COMB9 Combination         Min      14.829     -28.188      -0.556      1.8768 
          86     1.25000       COMB9 Combination         Min      14.829      -4.397      -0.556      1.8768 
          86     2.35000       COMB9 Combination         Min      14.829      19.395      -0.556      1.8768 
          86     0.15000      COMB10 Combination         Max      18.190     -27.885   9.313E-03      2.0415 
          86     1.25000      COMB10 Combination         Max      18.190      -4.093   9.313E-03      2.0415 
          86     2.35000      COMB10 Combination         Max      18.190      19.698   9.313E-03      2.0415 
          86     0.15000      COMB10 Combination         Min      18.190     -27.885   9.313E-03      2.0415 
          86     1.25000      COMB10 Combination         Min      18.190      -4.093   9.313E-03      2.0415 
          86     2.35000      COMB10 Combination         Min      18.190      19.698   9.313E-03      2.0415 
          86     0.15000      COMB11 Combination         Max      14.702     -33.826      -0.985      3.1820 
          86     1.25000      COMB11 Combination         Max      14.702     -10.034      -0.985      3.1820 
          86     2.35000      COMB11 Combination         Max      14.702      13.757      -0.985      3.1820 
          86     0.15000      COMB11 Combination         Min      14.702     -33.826      -0.985      3.1820 
          86     1.25000      COMB11 Combination         Min      14.702     -10.034      -0.985      3.1820 
          86     2.35000      COMB11 Combination         Min      14.702      13.757      -0.985      3.1820 
          86     0.15000      COMB12 Combination         Max      18.063     -33.523      -0.419      3.3468 
          86     1.25000      COMB12 Combination         Max      18.063      -9.731      -0.419      3.3468 
          86     2.35000      COMB12 Combination         Max      18.063      14.061      -0.419      3.3468 
          86     0.15000      COMB12 Combination         Min      18.063     -33.523      -0.419      3.3468 
          86     1.25000      COMB12 Combination         Min      18.063      -9.731      -0.419      3.3468 
          86     2.35000      COMB12 Combination         Min      18.063      14.061      -0.419      3.3468 
          86     0.15000      COMB13 Combination         Max       1.259     -30.635      -1.247      3.8475 
          86     1.25000      COMB13 Combination         Max       1.259      -6.843      -1.247      3.8475 
          86     2.35000      COMB13 Combination         Max       1.259      16.949      -1.247      3.8475 
          86     0.15000      COMB13 Combination         Min      -2.508     -39.714      -1.280      3.8475 
          86     1.25000      COMB13 Combination         Min      -2.508     -15.923      -1.280      3.8475 
          86     2.35000      COMB13 Combination         Min      -2.508       7.869      -1.280      3.8475 
          86     0.15000      COMB14 Combination         Max       1.113     -34.655       0.117      5.5526 
          86     1.25000      COMB14 Combination         Max       1.113     -10.863       0.117      5.5526 
          86     2.35000      COMB14 Combination         Max       1.113      12.928       0.117      5.5526 
          86     0.15000      COMB14 Combination         Min      -2.362     -35.694      -2.643      2.1424 
          86     1.25000      COMB14 Combination         Min      -2.362     -11.903      -2.643      2.1424 
          86     2.35000      COMB14 Combination         Min      -2.362      11.889      -2.643      2.1424 
          86     0.15000         INV Combination         Max      18.190     -27.885       0.117      5.5526 
          86     1.25000         INV Combination         Max      18.190      -4.093       0.117      5.5526 
          86     2.35000         INV Combination         Max      18.190      19.698       0.117      5.5526 
          86     0.15000         INV Combination         Min     -19.240     -39.714      -2.643      1.8768 
          86     1.25000         INV Combination         Min     -19.240     -15.923      -2.643      1.8768 
          86     2.35000         INV Combination         Min     -19.240       7.869      -2.643      1.8768 
          87     0.15000          PP   LinStatic                  -0.320     -26.213       0.251     -0.6789 
          87     1.25000          PP   LinStatic                  -0.320      -2.421       0.251     -0.6789 
          87     2.35000          PP   LinStatic                  -0.320      21.370       0.251     -0.6789 
          87     0.15000        PERM   LinStatic                  -0.205       8.151       0.769     -2.1810 
          87     1.25000        PERM   LinStatic                  -0.205       8.151       0.769     -2.1810 
          87     2.35000        PERM   LinStatic                  -0.205       8.151       0.769     -2.1810 
          87     0.15000        NEVE   LinStatic                  -0.140       5.577       0.526     -1.4923 
          87     1.25000        NEVE   LinStatic                  -0.140       5.577       0.526     -1.4923 
          87     2.35000        NEVE   LinStatic                  -0.140       5.577       0.526     -1.4923 
          87     0.15000      VENTOX   LinStatic                  -1.996      -1.649      -0.075      0.3669 
          87     1.25000      VENTOX   LinStatic                  -1.996      -1.649      -0.075      0.3669 
          87     2.35000      VENTOX   LinStatic                  -1.996      -1.649      -0.075      0.3669 
          87     0.15000      VENTOY   LinStatic                   2.048      -0.925       0.441      0.3961 
          87     1.25000      VENTOY   LinStatic                   2.048      -0.925       0.441      0.3961 
          87     2.35000      VENTOY   LinStatic                   2.048      -0.925       0.441      0.3961 
          87     0.15000      SISMAX LinRespSpec         Max       1.156       4.486       0.078   1.587E-04 
          87     1.25000      SISMAX LinRespSpec         Max       1.156       4.486       0.078   1.587E-04 
          87     2.35000      SISMAX LinRespSpec         Max       1.156       4.486       0.078   1.587E-04 
          87     0.15000      SISMAY LinRespSpec         Max       1.968       1.377       1.208      1.2876 
          87     1.25000      SISMAY LinRespSpec         Max       1.968       1.377       1.208      1.2876 
          87     2.35000      SISMAY LinRespSpec         Max       1.968       1.377       1.208      1.2876 
          87     0.15000        TERM   LinStatic                 -16.669       0.623       0.219     -0.3313 
          87     1.25000        TERM   LinStatic                 -16.669       0.623       0.219     -0.3313 
          87     2.35000        TERM   LinStatic                 -16.669       0.623       0.219     -0.3313 
          87     0.15000       COMB1 Combination         Max     -17.193     -17.438       1.239     -3.1912 
          87     1.25000       COMB1 Combination         Max     -17.193       6.353       1.239     -3.1912 
          87     2.35000       COMB1 Combination         Max     -17.193      30.145       1.239     -3.1912 
          87     0.15000       COMB1 Combination         Min     -17.193     -17.438       1.239     -3.1912 
          87     1.25000       COMB1 Combination         Min     -17.193       6.353       1.239     -3.1912 
          87     2.35000       COMB1 Combination         Min     -17.193      30.145       1.239     -3.1912 
          87     0.15000       COMB2 Combination         Max     -17.334     -11.861       1.766     -4.6835 
          87     1.25000       COMB2 Combination         Max     -17.334      11.931       1.766     -4.6835 
          87     2.35000       COMB2 Combination         Max     -17.334      35.722       1.766     -4.6835 
          87     0.15000       COMB2 Combination         Min     -17.334     -11.861       1.766     -4.6835 
          87     1.25000       COMB2 Combination         Min     -17.334      11.931       1.766     -4.6835 
          87     2.35000       COMB2 Combination         Min     -17.334      35.722       1.766     -4.6835 
          87     0.15000       COMB3 Combination         Max     -19.189     -19.087       1.165     -2.8243 
          87     1.25000       COMB3 Combination         Max     -19.189       4.705       1.165     -2.8243 
          87     2.35000       COMB3 Combination         Max     -19.189      28.497       1.165     -2.8243 
          87     0.15000       COMB3 Combination         Min     -19.189     -19.087       1.165     -2.8243 
          87     1.25000       COMB3 Combination         Min     -19.189       4.705       1.165     -2.8243 
          87     2.35000       COMB3 Combination         Min     -19.189      28.497       1.165     -2.8243 
          87     0.15000       COMB4 Combination         Max     -15.145     -18.364       1.681     -2.7952 
          87     1.25000       COMB4 Combination         Max     -15.145       5.428       1.681     -2.7952 
          87     2.35000       COMB4 Combination         Max     -15.145      29.220       1.681     -2.7952 
          87     0.15000       COMB4 Combination         Min     -15.145     -18.364       1.681     -2.7952 
          87     1.25000       COMB4 Combination         Min     -15.145       5.428       1.681     -2.7952 
          87     2.35000       COMB4 Combination         Min     -15.145      29.220       1.681     -2.7952 
          87     0.15000       COMB5 Combination         Max     -19.329     -13.509       1.691     -4.3166 
          87     1.25000       COMB5 Combination         Max     -19.329      10.282       1.691     -4.3166 
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          87     2.35000       COMB5 Combination         Max     -19.329      34.074       1.691     -4.3166 
          87     0.15000       COMB5 Combination         Min     -19.329     -13.509       1.691     -4.3166 
          87     1.25000       COMB5 Combination         Min     -19.329      10.282       1.691     -4.3166 
          87     2.35000       COMB5 Combination         Min     -19.329      34.074       1.691     -4.3166 
          87     0.15000       COMB6 Combination         Max     -15.285     -12.786       2.207     -4.2875 
          87     1.25000       COMB6 Combination         Max     -15.285      11.005       2.207     -4.2875 
          87     2.35000       COMB6 Combination         Max     -15.285      34.797       2.207     -4.2875 
          87     0.15000       COMB6 Combination         Min     -15.285     -12.786       2.207     -4.2875 
          87     1.25000       COMB6 Combination         Min     -15.285      11.005       2.207     -4.2875 
          87     2.35000       COMB6 Combination         Min     -15.285      34.797       2.207     -4.2875 
          87     0.15000       COMB7 Combination         Max      16.144     -18.685       0.802     -2.5287 
          87     1.25000       COMB7 Combination         Max      16.144       5.107       0.802     -2.5287 
          87     2.35000       COMB7 Combination         Max      16.144      28.898       0.802     -2.5287 
          87     0.15000       COMB7 Combination         Min      16.144     -18.685       0.802     -2.5287 
          87     1.25000       COMB7 Combination         Min      16.144       5.107       0.802     -2.5287 
          87     2.35000       COMB7 Combination         Min      16.144      28.898       0.802     -2.5287 
          87     0.15000       COMB8 Combination         Max      16.004     -13.108       1.329     -4.0210 
          87     1.25000       COMB8 Combination         Max      16.004      10.684       1.329     -4.0210 
          87     2.35000       COMB8 Combination         Max      16.004      34.476       1.329     -4.0210 
          87     0.15000       COMB8 Combination         Min      16.004     -13.108       1.329     -4.0210 
          87     1.25000       COMB8 Combination         Min      16.004      10.684       1.329     -4.0210 
          87     2.35000       COMB8 Combination         Min      16.004      34.476       1.329     -4.0210 
          87     0.15000       COMB9 Combination         Max      14.148     -20.333       0.727     -2.1618 
          87     1.25000       COMB9 Combination         Max      14.148       3.458       0.727     -2.1618 
          87     2.35000       COMB9 Combination         Max      14.148      27.250       0.727     -2.1618 
          87     0.15000       COMB9 Combination         Min      14.148     -20.333       0.727     -2.1618 
          87     1.25000       COMB9 Combination         Min      14.148       3.458       0.727     -2.1618 
          87     2.35000       COMB9 Combination         Min      14.148      27.250       0.727     -2.1618 
          87     0.15000      COMB10 Combination         Max      18.192     -19.610       1.243     -2.1326 
          87     1.25000      COMB10 Combination         Max      18.192       4.181       1.243     -2.1326 
          87     2.35000      COMB10 Combination         Max      18.192      27.973       1.243     -2.1326 
          87     0.15000      COMB10 Combination         Min      18.192     -19.610       1.243     -2.1326 
          87     1.25000      COMB10 Combination         Min      18.192       4.181       1.243     -2.1326 
          87     2.35000      COMB10 Combination         Min      18.192      27.973       1.243     -2.1326 
          87     0.15000      COMB11 Combination         Max      14.008     -14.756       1.254     -3.6541 
          87     1.25000      COMB11 Combination         Max      14.008       9.036       1.254     -3.6541 
          87     2.35000      COMB11 Combination         Max      14.008      32.827       1.254     -3.6541 
          87     0.15000      COMB11 Combination         Min      14.008     -14.756       1.254     -3.6541 
          87     1.25000      COMB11 Combination         Min      14.008       9.036       1.254     -3.6541 
          87     2.35000      COMB11 Combination         Min      14.008      32.827       1.254     -3.6541 
          87     0.15000      COMB12 Combination         Max      18.052     -14.033       1.770     -3.6249 
          87     1.25000      COMB12 Combination         Max      18.052       9.759       1.770     -3.6249 
          87     2.35000      COMB12 Combination         Max      18.052      33.550       1.770     -3.6249 
          87     0.15000      COMB12 Combination         Min      18.052     -14.033       1.770     -3.6249 
          87     1.25000      COMB12 Combination         Min      18.052       9.759       1.770     -3.6249 
          87     2.35000      COMB12 Combination         Min      18.052      33.550       1.770     -3.6249 
          87     0.15000      COMB13 Combination         Max       0.491      -7.998       1.625     -4.3521 
          87     1.25000      COMB13 Combination         Max       0.491      15.794       1.625     -4.3521 
          87     2.35000      COMB13 Combination         Max       0.491      39.585       1.625     -4.3521 
          87     0.15000      COMB13 Combination         Min      -1.821     -16.970       1.470     -4.3524 
          87     1.25000      COMB13 Combination         Min      -1.821       6.821       1.470     -4.3524 
          87     2.35000      COMB13 Combination         Min      -1.821      30.613       1.470     -4.3524 
          87     0.15000      COMB14 Combination         Max       1.303     -11.108       2.756     -3.0646 
          87     1.25000      COMB14 Combination         Max       1.303      12.684       2.756     -3.0646 
          87     2.35000      COMB14 Combination         Max       1.303      36.476       2.756     -3.0646 
          87     0.15000      COMB14 Combination         Min      -2.633     -13.861       0.339     -5.6398 
          87     1.25000      COMB14 Combination         Min      -2.633       9.931       0.339     -5.6398 
          87     2.35000      COMB14 Combination         Min      -2.633      33.722       0.339     -5.6398 
          87     0.15000         INV Combination         Max      18.192      -7.998       2.756     -2.1326 
          87     1.25000         INV Combination         Max      18.192      15.794       2.756     -2.1326 
          87     2.35000         INV Combination         Max      18.192      39.585       2.756     -2.1326 
          87     0.15000         INV Combination         Min     -19.329     -20.333       0.339     -5.6398 
          87     1.25000         INV Combination         Min     -19.329       3.458       0.339     -5.6398 
          87     2.35000         INV Combination         Min     -19.329      27.250       0.339     -5.6398 
          88     0.15000          PP   LinStatic                  -0.325     -21.218      -0.160      0.5905 
          88     1.25000          PP   LinStatic                  -0.325       2.574      -0.160      0.5905 
          88     2.35000          PP   LinStatic                  -0.325      26.365      -0.160      0.5905 
          88     0.15000        PERM   LinStatic                  -0.213      -8.448      -0.444      1.5638 
          88     1.25000        PERM   LinStatic                  -0.213      -8.448      -0.444      1.5638 
          88     2.35000        PERM   LinStatic                  -0.213      -8.448      -0.444      1.5638 
          88     0.15000        NEVE   LinStatic                  -0.146      -5.780      -0.304      1.0699 
          88     1.25000        NEVE   LinStatic                  -0.146      -5.780      -0.304      1.0699 
          88     2.35000        NEVE   LinStatic                  -0.146      -5.780      -0.304      1.0699 
          88     0.15000      VENTOX   LinStatic                  -2.201       1.136       0.130     -0.2639 
          88     1.25000      VENTOX   LinStatic                  -2.201       1.136       0.130     -0.2639 
          88     2.35000      VENTOX   LinStatic                  -2.201       1.136       0.130     -0.2639 
          88     0.15000      VENTOY   LinStatic                   2.244       1.495       1.812     -0.1340 
          88     1.25000      VENTOY   LinStatic                   2.244       1.495       1.812     -0.1340 
          88     2.35000      VENTOY   LinStatic                   2.244       1.495       1.812     -0.1340 
          88     0.15000      SISMAX LinRespSpec         Max       1.591       4.421       0.078   2.740E-04 
          88     1.25000      SISMAX LinRespSpec         Max       1.591       4.421       0.078   2.740E-04 
          88     2.35000      SISMAX LinRespSpec         Max       1.591       4.421       0.078   2.740E-04 
          88     0.15000      SISMAY LinRespSpec         Max       2.178       0.575       2.691      1.5948 
          88     1.25000      SISMAY LinRespSpec         Max       2.178       0.575       2.691      1.5948 
          88     2.35000      SISMAY LinRespSpec         Max       2.178       0.575       2.691      1.5948 
          88     0.15000        TERM   LinStatic                 -15.868       1.277      -0.108      0.3576 
          88     1.25000        TERM   LinStatic                 -15.868       1.277      -0.108      0.3576 
          88     2.35000        TERM   LinStatic                 -15.868       1.277      -0.108      0.3576 
          88     0.15000       COMB1 Combination         Max     -16.405     -28.389      -0.712      2.5119 
          88     1.25000       COMB1 Combination         Max     -16.405      -4.597      -0.712      2.5119 
          88     2.35000       COMB1 Combination         Max     -16.405      19.194      -0.712      2.5119 
          88     0.15000       COMB1 Combination         Min     -16.405     -28.389      -0.712      2.5119 
          88     1.25000       COMB1 Combination         Min     -16.405      -4.597      -0.712      2.5119 
          88     2.35000       COMB1 Combination         Min     -16.405      19.194      -0.712      2.5119 
          88     0.15000       COMB2 Combination         Max     -16.551     -34.169      -1.016      3.5818 
          88     1.25000       COMB2 Combination         Max     -16.551     -10.377      -1.016      3.5818 
          88     2.35000       COMB2 Combination         Max     -16.551      13.414      -1.016      3.5818 
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          88     0.15000       COMB2 Combination         Min     -16.551     -34.169      -1.016      3.5818 
          88     1.25000       COMB2 Combination         Min     -16.551     -10.377      -1.016      3.5818 
          88     2.35000       COMB2 Combination         Min     -16.551      13.414      -1.016      3.5818 
          88     0.15000       COMB3 Combination         Max     -18.606     -27.253      -0.583      2.2480 
          88     1.25000       COMB3 Combination         Max     -18.606      -3.462      -0.583      2.2480 
          88     2.35000       COMB3 Combination         Max     -18.606      20.330      -0.583      2.2480 
          88     0.15000       COMB3 Combination         Min     -18.606     -27.253      -0.583      2.2480 
          88     1.25000       COMB3 Combination         Min     -18.606      -3.462      -0.583      2.2480 
          88     2.35000       COMB3 Combination         Min     -18.606      20.330      -0.583      2.2480 
          88     0.15000       COMB4 Combination         Max     -14.162     -26.894       1.099      2.3779 
          88     1.25000       COMB4 Combination         Max     -14.162      -3.102       1.099      2.3779 
          88     2.35000       COMB4 Combination         Max     -14.162      20.689       1.099      2.3779 
          88     0.15000       COMB4 Combination         Min     -14.162     -26.894       1.099      2.3779 
          88     1.25000       COMB4 Combination         Min     -14.162      -3.102       1.099      2.3779 
          88     2.35000       COMB4 Combination         Min     -14.162      20.689       1.099      2.3779 
          88     0.15000       COMB5 Combination         Max     -18.752     -33.033      -0.887      3.3180 
          88     1.25000       COMB5 Combination         Max     -18.752      -9.242      -0.887      3.3180 
          88     2.35000       COMB5 Combination         Max     -18.752      14.550      -0.887      3.3180 
          88     0.15000       COMB5 Combination         Min     -18.752     -33.033      -0.887      3.3180 
          88     1.25000       COMB5 Combination         Min     -18.752      -9.242      -0.887      3.3180 
          88     2.35000       COMB5 Combination         Min     -18.752      14.550      -0.887      3.3180 
          88     0.15000       COMB6 Combination         Max     -14.307     -32.674       0.795      3.4478 
          88     1.25000       COMB6 Combination         Max     -14.307      -8.882       0.795      3.4478 
          88     2.35000       COMB6 Combination         Max     -14.307      14.909       0.795      3.4478 
          88     0.15000       COMB6 Combination         Min     -14.307     -32.674       0.795      3.4478 
          88     1.25000       COMB6 Combination         Min     -14.307      -8.882       0.795      3.4478 
          88     2.35000       COMB6 Combination         Min     -14.307      14.909       0.795      3.4478 
          88     0.15000       COMB7 Combination         Max      15.330     -30.942      -0.496      1.7966 
          88     1.25000       COMB7 Combination         Max      15.330      -7.151      -0.496      1.7966 
          88     2.35000       COMB7 Combination         Max      15.330      16.641      -0.496      1.7966 
          88     0.15000       COMB7 Combination         Min      15.330     -30.942      -0.496      1.7966 
          88     1.25000       COMB7 Combination         Min      15.330      -7.151      -0.496      1.7966 
          88     2.35000       COMB7 Combination         Min      15.330      16.641      -0.496      1.7966 
          88     0.15000       COMB8 Combination         Max      15.184     -36.722      -0.800      2.8665 
          88     1.25000       COMB8 Combination         Max      15.184     -12.930      -0.800      2.8665 
          88     2.35000       COMB8 Combination         Max      15.184      10.861      -0.800      2.8665 
          88     0.15000       COMB8 Combination         Min      15.184     -36.722      -0.800      2.8665 
          88     1.25000       COMB8 Combination         Min      15.184     -12.930      -0.800      2.8665 
          88     2.35000       COMB8 Combination         Min      15.184      10.861      -0.800      2.8665 
          88     0.15000       COMB9 Combination         Max      13.129     -29.806      -0.367      1.5328 
          88     1.25000       COMB9 Combination         Max      13.129      -6.015      -0.367      1.5328 
          88     2.35000       COMB9 Combination         Max      13.129      17.777      -0.367      1.5328 
          88     0.15000       COMB9 Combination         Min      13.129     -29.806      -0.367      1.5328 
          88     1.25000       COMB9 Combination         Min      13.129      -6.015      -0.367      1.5328 
          88     2.35000       COMB9 Combination         Min      13.129      17.777      -0.367      1.5328 
          88     0.15000      COMB10 Combination         Max      17.573     -29.447       1.315      1.6626 
          88     1.25000      COMB10 Combination         Max      17.573      -5.656       1.315      1.6626 
          88     2.35000      COMB10 Combination         Max      17.573      18.136       1.315      1.6626 
          88     0.15000      COMB10 Combination         Min      17.573     -29.447       1.315      1.6626 
          88     1.25000      COMB10 Combination         Min      17.573      -5.656       1.315      1.6626 
          88     2.35000      COMB10 Combination         Min      17.573      18.136       1.315      1.6626 
          88     0.15000      COMB11 Combination         Max      12.983     -35.586      -0.671      2.6027 
          88     1.25000      COMB11 Combination         Max      12.983     -11.795      -0.671      2.6027 
          88     2.35000      COMB11 Combination         Max      12.983      11.997      -0.671      2.6027 
          88     0.15000      COMB11 Combination         Min      12.983     -35.586      -0.671      2.6027 
          88     1.25000      COMB11 Combination         Min      12.983     -11.795      -0.671      2.6027 
          88     2.35000      COMB11 Combination         Min      12.983      11.997      -0.671      2.6027 
          88     0.15000      COMB12 Combination         Max      17.428     -35.227       1.011      2.7325 
          88     1.25000      COMB12 Combination         Max      17.428     -11.435       1.011      2.7325 
          88     2.35000      COMB12 Combination         Max      17.428      12.356       1.011      2.7325 
          88     0.15000      COMB12 Combination         Min      17.428     -35.227       1.011      2.7325 
          88     1.25000      COMB12 Combination         Min      17.428     -11.435       1.011      2.7325 
          88     2.35000      COMB12 Combination         Min      17.428      12.356       1.011      2.7325 
          88     0.15000      COMB13 Combination         Max       0.907     -31.024      -0.831      3.2245 
          88     1.25000      COMB13 Combination         Max       0.907      -7.233      -0.831      3.2245 
          88     2.35000      COMB13 Combination         Max       0.907      16.559      -0.831      3.2245 
          88     0.15000      COMB13 Combination         Min      -2.275     -39.867      -0.986      3.2239 
          88     1.25000      COMB13 Combination         Min      -2.275     -16.075      -0.986      3.2239 
          88     2.35000      COMB13 Combination         Min      -2.275       7.717      -0.986      3.2239 
          88     0.15000      COMB14 Combination         Max       1.494     -34.870       1.783      4.8190 
          88     1.25000      COMB14 Combination         Max       1.494     -11.079       1.783      4.8190 
          88     2.35000      COMB14 Combination         Max       1.494      12.713       1.783      4.8190 
          88     0.15000      COMB14 Combination         Min      -2.862     -36.021      -3.599      1.6294 
          88     1.25000      COMB14 Combination         Min      -2.862     -12.229      -3.599      1.6294 
          88     2.35000      COMB14 Combination         Min      -2.862      11.563      -3.599      1.6294 
          88     0.15000         INV Combination         Max      17.573     -26.894       1.783      4.8190 
          88     1.25000         INV Combination         Max      17.573      -3.102       1.783      4.8190 
          88     2.35000         INV Combination         Max      17.573      20.689       1.783      4.8190 
          88     0.15000         INV Combination         Min     -18.752     -39.867      -3.599      1.5328 
          88     1.25000         INV Combination         Min     -18.752     -16.075      -3.599      1.5328 
          88     2.35000         INV Combination         Min     -18.752       7.717      -3.599      1.5328 
          89     0.15000          PP   LinStatic                  -0.336     -27.380       0.311     -1.0546 
          89     1.25000          PP   LinStatic                  -0.336      -3.588       0.311     -1.0546 
          89     2.35000          PP   LinStatic                  -0.336      20.203       0.311     -1.0546 
          89     0.15000        PERM   LinStatic                  -0.215       7.708       0.672     -4.8362 
          89     1.25000        PERM   LinStatic                  -0.215       7.708       0.672     -4.8362 
          89     2.35000        PERM   LinStatic                  -0.215       7.708       0.672     -4.8362 
          89     0.15000        NEVE   LinStatic                  -0.147       5.274       0.460     -3.3090 
          89     1.25000        NEVE   LinStatic                  -0.147       5.274       0.460     -3.3090 
          89     2.35000        NEVE   LinStatic                  -0.147       5.274       0.460     -3.3090 
          89     0.15000      VENTOX   LinStatic                  -2.555      -1.570      -0.345      0.8131 
          89     1.25000      VENTOX   LinStatic                  -2.555      -1.570      -0.345      0.8131 
          89     2.35000      VENTOX   LinStatic                  -2.555      -1.570      -0.345      0.8131 
          89     0.15000      VENTOY   LinStatic                   2.554      -0.796       2.070      0.9979 
          89     1.25000      VENTOY   LinStatic                   2.554      -0.796       2.070      0.9979 
          89     2.35000      VENTOY   LinStatic                   2.554      -0.796       2.070      0.9979 
          89     0.15000      SISMAX LinRespSpec         Max       0.868       4.718       0.330      0.0061 
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          89     1.25000      SISMAX LinRespSpec         Max       0.868       4.718       0.330      0.0061 
          89     2.35000      SISMAX LinRespSpec         Max       0.868       4.718       0.330      0.0061 
          89     0.15000      SISMAY LinRespSpec         Max       2.393       1.442       2.609      1.0157 
          89     1.25000      SISMAY LinRespSpec         Max       2.393       1.442       2.609      1.0157 
          89     2.35000      SISMAY LinRespSpec         Max       2.393       1.442       2.609      1.0157 
          89     0.15000        TERM   LinStatic                 -13.415       2.573       0.177     -0.2182 
          89     1.25000        TERM   LinStatic                 -13.415       2.573       0.177     -0.2182 
          89     2.35000        TERM   LinStatic                 -13.415       2.573       0.177     -0.2182 
          89     0.15000       COMB1 Combination         Max     -13.966     -17.099       1.160     -6.1090 
          89     1.25000       COMB1 Combination         Max     -13.966       6.693       1.160     -6.1090 
          89     2.35000       COMB1 Combination         Max     -13.966      30.484       1.160     -6.1090 
          89     0.15000       COMB1 Combination         Min     -13.966     -17.099       1.160     -6.1090 
          89     1.25000       COMB1 Combination         Min     -13.966       6.693       1.160     -6.1090 
          89     2.35000       COMB1 Combination         Min     -13.966      30.484       1.160     -6.1090 
          89     0.15000       COMB2 Combination         Max     -14.114     -11.825       1.620     -9.4179 
          89     1.25000       COMB2 Combination         Max     -14.114      11.966       1.620     -9.4179 
          89     2.35000       COMB2 Combination         Max     -14.114      35.758       1.620     -9.4179 
          89     0.15000       COMB2 Combination         Min     -14.114     -11.825       1.620     -9.4179 
          89     1.25000       COMB2 Combination         Min     -14.114      11.966       1.620     -9.4179 
          89     2.35000       COMB2 Combination         Min     -14.114      35.758       1.620     -9.4179 
          89     0.15000       COMB3 Combination         Max     -16.521     -18.668       0.815     -5.2958 
          89     1.25000       COMB3 Combination         Max     -16.521       5.123       0.815     -5.2958 
          89     2.35000       COMB3 Combination         Max     -16.521      28.915       0.815     -5.2958 
          89     0.15000       COMB3 Combination         Min     -16.521     -18.668       0.815     -5.2958 
          89     1.25000       COMB3 Combination         Min     -16.521       5.123       0.815     -5.2958 
          89     2.35000       COMB3 Combination         Min     -16.521      28.915       0.815     -5.2958 
          89     0.15000       COMB4 Combination         Max     -11.412     -17.895       3.230     -5.1111 
          89     1.25000       COMB4 Combination         Max     -11.412       5.896       3.230     -5.1111 
          89     2.35000       COMB4 Combination         Max     -11.412      29.688       3.230     -5.1111 
          89     0.15000       COMB4 Combination         Min     -11.412     -17.895       3.230     -5.1111 
          89     1.25000       COMB4 Combination         Min     -11.412       5.896       3.230     -5.1111 
          89     2.35000       COMB4 Combination         Min     -11.412      29.688       3.230     -5.1111 
          89     0.15000       COMB5 Combination         Max     -16.669     -13.395       1.275     -8.6048 
          89     1.25000       COMB5 Combination         Max     -16.669      10.397       1.275     -8.6048 
          89     2.35000       COMB5 Combination         Max     -16.669      34.188       1.275     -8.6048 
          89     0.15000       COMB5 Combination         Min     -16.669     -13.395       1.275     -8.6048 
          89     1.25000       COMB5 Combination         Min     -16.669      10.397       1.275     -8.6048 
          89     2.35000       COMB5 Combination         Min     -16.669      34.188       1.275     -8.6048 
          89     0.15000       COMB6 Combination         Max     -11.560     -12.622       3.690     -8.4201 
          89     1.25000       COMB6 Combination         Max     -11.560      11.170       3.690     -8.4201 
          89     2.35000       COMB6 Combination         Max     -11.560      34.962       3.690     -8.4201 
          89     0.15000       COMB6 Combination         Min     -11.560     -12.622       3.690     -8.4201 
          89     1.25000       COMB6 Combination         Min     -11.560      11.170       3.690     -8.4201 
          89     2.35000       COMB6 Combination         Min     -11.560      34.962       3.690     -8.4201 
          89     0.15000       COMB7 Combination         Max      12.864     -22.246       0.807     -5.6726 
          89     1.25000       COMB7 Combination         Max      12.864       1.546       0.807     -5.6726 
          89     2.35000       COMB7 Combination         Max      12.864      25.337       0.807     -5.6726 
          89     0.15000       COMB7 Combination         Min      12.864     -22.246       0.807     -5.6726 
          89     1.25000       COMB7 Combination         Min      12.864       1.546       0.807     -5.6726 
          89     2.35000       COMB7 Combination         Min      12.864      25.337       0.807     -5.6726 
          89     0.15000       COMB8 Combination         Max      12.716     -16.972       1.267     -8.9816 
          89     1.25000       COMB8 Combination         Max      12.716       6.819       1.267     -8.9816 
          89     2.35000       COMB8 Combination         Max      12.716      30.611       1.267     -8.9816 
          89     0.15000       COMB8 Combination         Min      12.716     -16.972       1.267     -8.9816 
          89     1.25000       COMB8 Combination         Min      12.716       6.819       1.267     -8.9816 
          89     2.35000       COMB8 Combination         Min      12.716      30.611       1.267     -8.9816 
          89     0.15000       COMB9 Combination         Max      10.309     -23.815       0.462     -4.8595 
          89     1.25000       COMB9 Combination         Max      10.309      -0.024       0.462     -4.8595 
          89     2.35000       COMB9 Combination         Max      10.309      23.768       0.462     -4.8595 
          89     0.15000       COMB9 Combination         Min      10.309     -23.815       0.462     -4.8595 
          89     1.25000       COMB9 Combination         Min      10.309      -0.024       0.462     -4.8595 
          89     2.35000       COMB9 Combination         Min      10.309      23.768       0.462     -4.8595 
          89     0.15000      COMB10 Combination         Max      15.418     -23.042       2.877     -4.6747 
          89     1.25000      COMB10 Combination         Max      15.418       0.750       2.877     -4.6747 
          89     2.35000      COMB10 Combination         Max      15.418      24.541       2.877     -4.6747 
          89     0.15000      COMB10 Combination         Min      15.418     -23.042       2.877     -4.6747 
          89     1.25000      COMB10 Combination         Min      15.418       0.750       2.877     -4.6747 
          89     2.35000      COMB10 Combination         Min      15.418      24.541       2.877     -4.6747 
          89     0.15000      COMB11 Combination         Max      10.161     -18.542       0.922     -8.1684 
          89     1.25000      COMB11 Combination         Max      10.161       5.250       0.922     -8.1684 
          89     2.35000      COMB11 Combination         Max      10.161      29.042       0.922     -8.1684 
          89     0.15000      COMB11 Combination         Min      10.161     -18.542       0.922     -8.1684 
          89     1.25000      COMB11 Combination         Min      10.161       5.250       0.922     -8.1684 
          89     2.35000      COMB11 Combination         Min      10.161      29.042       0.922     -8.1684 
          89     0.15000      COMB12 Combination         Max      15.270     -17.768       3.337     -7.9837 
          89     1.25000      COMB12 Combination         Max      15.270       6.023       3.337     -7.9837 
          89     2.35000      COMB12 Combination         Max      15.270      29.815       3.337     -7.9837 
          89     0.15000      COMB12 Combination         Min      15.270     -17.768       3.337     -7.9837 
          89     1.25000      COMB12 Combination         Min      15.270       6.023       3.337     -7.9837 
          89     2.35000      COMB12 Combination         Min      15.270      29.815       3.337     -7.9837 
          89     0.15000      COMB13 Combination         Max       0.169      -9.681       1.773     -9.1936 
          89     1.25000      COMB13 Combination         Max       0.169      14.110       1.773     -9.1936 
          89     2.35000      COMB13 Combination         Max       0.169      37.902       1.773     -9.1936 
          89     0.15000      COMB13 Combination         Min      -1.567     -19.116       1.114     -9.2059 
          89     1.25000      COMB13 Combination         Min      -1.567       4.675       1.114     -9.2059 
          89     2.35000      COMB13 Combination         Min      -1.567      28.467       1.114     -9.2059 
          89     0.15000      COMB14 Combination         Max       1.695     -12.957       4.052     -8.1841 
          89     1.25000      COMB14 Combination         Max       1.695      10.835       4.052     -8.1841 
          89     2.35000      COMB14 Combination         Max       1.695      34.627       4.052     -8.1841 
          89     0.15000      COMB14 Combination         Min      -3.092     -15.841      -1.166    -10.2154 
          89     1.25000      COMB14 Combination         Min      -3.092       7.951      -1.166    -10.2154 
          89     2.35000      COMB14 Combination         Min      -3.092      31.742      -1.166    -10.2154 
          89     0.15000         INV Combination         Max      15.418      -9.681       4.052     -4.6747 
          89     1.25000         INV Combination         Max      15.418      14.110       4.052     -4.6747 
          89     2.35000         INV Combination         Max      15.418      37.902       4.052     -4.6747 
          89     0.15000         INV Combination         Min     -16.669     -23.815      -1.166    -10.2154 
          89     1.25000         INV Combination         Min     -16.669      -0.024      -1.166    -10.2154 
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          89     2.35000         INV Combination         Min     -16.669      23.768      -1.166    -10.2154 
          90     0.15000          PP   LinStatic                  -0.334     -23.953      -0.070      0.1195 
          90     1.25000          PP   LinStatic                  -0.334      -0.161      -0.070      0.1195 
          90     2.35000          PP   LinStatic                  -0.334      23.630      -0.070      0.1195 
          90     0.15000        PERM   LinStatic                  -0.203      -7.752      -0.323     -1.7654 
          90     1.25000        PERM   LinStatic                  -0.203      -7.752      -0.323     -1.7654 
          90     2.35000        PERM   LinStatic                  -0.203      -7.752      -0.323     -1.7654 
          90     0.15000        NEVE   LinStatic                  -0.139      -5.304      -0.221     -1.2079 
          90     1.25000        NEVE   LinStatic                  -0.139      -5.304      -0.221     -1.2079 
          90     2.35000        NEVE   LinStatic                  -0.139      -5.304      -0.221     -1.2079 
          90     0.15000      VENTOX   LinStatic                  -2.763       1.158      -0.178      0.2969 
          90     1.25000      VENTOX   LinStatic                  -2.763       1.158      -0.178      0.2969 
          90     2.35000      VENTOX   LinStatic                  -2.763       1.158      -0.178      0.2969 
          90     0.15000      VENTOY   LinStatic                   2.747       1.621       3.492      0.3861 
          90     1.25000      VENTOY   LinStatic                   2.747       1.621       3.492      0.3861 
          90     2.35000      VENTOY   LinStatic                   2.747       1.621       3.492      0.3861 
          90     0.15000      SISMAX LinRespSpec         Max       1.308       5.788       0.329      0.0097 
          90     1.25000      SISMAX LinRespSpec         Max       1.308       5.788       0.329      0.0097 
          90     2.35000      SISMAX LinRespSpec         Max       1.308       5.788       0.329      0.0097 
          90     0.15000      SISMAY LinRespSpec         Max       2.603       0.890       4.051      1.5363 
          90     1.25000      SISMAY LinRespSpec         Max       2.603       0.890       4.051      1.5363 
          90     2.35000      SISMAY LinRespSpec         Max       2.603       0.890       4.051      1.5363 
          90     0.15000        TERM   LinStatic                 -11.361       4.387      -0.160      0.5005 
          90     1.25000        TERM   LinStatic                 -11.361       4.387      -0.160      0.5005 
          90     2.35000        TERM   LinStatic                 -11.361       4.387      -0.160      0.5005 
          90     0.15000       COMB1 Combination         Max     -11.898     -27.319      -0.553     -1.1454 
          90     1.25000       COMB1 Combination         Max     -11.898      -3.527      -0.553     -1.1454 
          90     2.35000       COMB1 Combination         Max     -11.898      20.265      -0.553     -1.1454 
          90     0.15000       COMB1 Combination         Min     -11.898     -27.319      -0.553     -1.1454 
          90     1.25000       COMB1 Combination         Min     -11.898      -3.527      -0.553     -1.1454 
          90     2.35000       COMB1 Combination         Min     -11.898      20.265      -0.553     -1.1454 
          90     0.15000       COMB2 Combination         Max     -12.037     -32.623      -0.773     -2.3532 
          90     1.25000       COMB2 Combination         Max     -12.037      -8.831      -0.773     -2.3532 
          90     2.35000       COMB2 Combination         Max     -12.037      14.960      -0.773     -2.3532 
          90     0.15000       COMB2 Combination         Min     -12.037     -32.623      -0.773     -2.3532 
          90     1.25000       COMB2 Combination         Min     -12.037      -8.831      -0.773     -2.3532 
          90     2.35000       COMB2 Combination         Min     -12.037      14.960      -0.773     -2.3532 
          90     0.15000       COMB3 Combination         Max     -14.661     -26.161      -0.730     -0.8484 
          90     1.25000       COMB3 Combination         Max     -14.661      -2.369      -0.730     -0.8484 
          90     2.35000       COMB3 Combination         Max     -14.661      21.422      -0.730     -0.8484 
          90     0.15000       COMB3 Combination         Min     -14.661     -26.161      -0.730     -0.8484 
          90     1.25000       COMB3 Combination         Min     -14.661      -2.369      -0.730     -0.8484 
          90     2.35000       COMB3 Combination         Min     -14.661      21.422      -0.730     -0.8484 
          90     0.15000       COMB4 Combination         Max      -9.151     -25.698       2.939     -0.7593 
          90     1.25000       COMB4 Combination         Max      -9.151      -1.906       2.939     -0.7593 
          90     2.35000       COMB4 Combination         Max      -9.151      21.886       2.939     -0.7593 
          90     0.15000       COMB4 Combination         Min      -9.151     -25.698       2.939     -0.7593 
          90     1.25000       COMB4 Combination         Min      -9.151      -1.906       2.939     -0.7593 
          90     2.35000       COMB4 Combination         Min      -9.151      21.886       2.939     -0.7593 
          90     0.15000       COMB5 Combination         Max     -14.800     -31.465      -0.951     -2.0563 
          90     1.25000       COMB5 Combination         Max     -14.800      -7.673      -0.951     -2.0563 
          90     2.35000       COMB5 Combination         Max     -14.800      16.118      -0.951     -2.0563 
          90     0.15000       COMB5 Combination         Min     -14.800     -31.465      -0.951     -2.0563 
          90     1.25000       COMB5 Combination         Min     -14.800      -7.673      -0.951     -2.0563 
          90     2.35000       COMB5 Combination         Min     -14.800      16.118      -0.951     -2.0563 
          90     0.15000       COMB6 Combination         Max      -9.290     -31.002       2.718     -1.9672 
          90     1.25000       COMB6 Combination         Max      -9.290      -7.210       2.718     -1.9672 
          90     2.35000       COMB6 Combination         Max      -9.290      16.581       2.718     -1.9672 
          90     0.15000       COMB6 Combination         Min      -9.290     -31.002       2.718     -1.9672 
          90     1.25000       COMB6 Combination         Min      -9.290      -7.210       2.718     -1.9672 
          90     2.35000       COMB6 Combination         Min      -9.290      16.581       2.718     -1.9672 
          90     0.15000       COMB7 Combination         Max      10.824     -36.092      -0.233     -2.1465 
          90     1.25000       COMB7 Combination         Max      10.824     -12.301      -0.233     -2.1465 
          90     2.35000       COMB7 Combination         Max      10.824      11.491      -0.233     -2.1465 
          90     0.15000       COMB7 Combination         Min      10.824     -36.092      -0.233     -2.1465 
          90     1.25000       COMB7 Combination         Min      10.824     -12.301      -0.233     -2.1465 
          90     2.35000       COMB7 Combination         Min      10.824      11.491      -0.233     -2.1465 
          90     0.15000       COMB8 Combination         Max      10.685     -41.396      -0.454     -3.3543 
          90     1.25000       COMB8 Combination         Max      10.685     -17.605      -0.454     -3.3543 
          90     2.35000       COMB8 Combination         Max      10.685       6.187      -0.454     -3.3543 
          90     0.15000       COMB8 Combination         Min      10.685     -41.396      -0.454     -3.3543 
          90     1.25000       COMB8 Combination         Min      10.685     -17.605      -0.454     -3.3543 
          90     2.35000       COMB8 Combination         Min      10.685       6.187      -0.454     -3.3543 
          90     0.15000       COMB9 Combination         Max       8.061     -34.934      -0.411     -1.8495 
          90     1.25000       COMB9 Combination         Max       8.061     -11.143      -0.411     -1.8495 
          90     2.35000       COMB9 Combination         Max       8.061      12.649      -0.411     -1.8495 
          90     0.15000       COMB9 Combination         Min       8.061     -34.934      -0.411     -1.8495 
          90     1.25000       COMB9 Combination         Min       8.061     -11.143      -0.411     -1.8495 
          90     2.35000       COMB9 Combination         Min       8.061      12.649      -0.411     -1.8495 
          90     0.15000      COMB10 Combination         Max      13.571     -34.471       3.259     -1.7604 
          90     1.25000      COMB10 Combination         Max      13.571     -10.680       3.259     -1.7604 
          90     2.35000      COMB10 Combination         Max      13.571      13.112       3.259     -1.7604 
          90     0.15000      COMB10 Combination         Min      13.571     -34.471       3.259     -1.7604 
          90     1.25000      COMB10 Combination         Min      13.571     -10.680       3.259     -1.7604 
          90     2.35000      COMB10 Combination         Min      13.571      13.112       3.259     -1.7604 
          90     0.15000      COMB11 Combination         Max       7.922     -40.239      -0.631     -3.0574 
          90     1.25000      COMB11 Combination         Max       7.922     -16.447      -0.631     -3.0574 
          90     2.35000      COMB11 Combination         Max       7.922       7.345      -0.631     -3.0574 
          90     0.15000      COMB11 Combination         Min       7.922     -40.239      -0.631     -3.0574 
          90     1.25000      COMB11 Combination         Min       7.922     -16.447      -0.631     -3.0574 
          90     2.35000      COMB11 Combination         Min       7.922       7.345      -0.631     -3.0574 
          90     0.15000      COMB12 Combination         Max      13.432     -39.776       3.038     -2.9683 
          90     1.25000      COMB12 Combination         Max      13.432     -15.984       3.038     -2.9683 
          90     2.35000      COMB12 Combination         Max      13.432       7.808       3.038     -2.9683 
          90     0.15000      COMB12 Combination         Min      13.432     -39.776       3.038     -2.9683 
          90     1.25000      COMB12 Combination         Min      13.432     -15.984       3.038     -2.9683 
          90     2.35000      COMB12 Combination         Min      13.432       7.808       3.038     -2.9683 
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          90     0.15000      COMB13 Combination         Max       0.632     -31.221      -0.285     -2.8441 
          90     1.25000      COMB13 Combination         Max       0.632      -7.430      -0.285     -2.8441 
          90     2.35000      COMB13 Combination         Max       0.632      16.362      -0.285     -2.8441 
          90     0.15000      COMB13 Combination         Min      -1.984     -42.798      -0.943     -2.8634 
          90     1.25000      COMB13 Combination         Min      -1.984     -19.006      -0.943     -2.8634 
          90     2.35000      COMB13 Combination         Min      -1.984       4.785      -0.943     -2.8634 
          90     0.15000      COMB14 Combination         Max       1.928     -36.119       3.438     -1.3175 
          90     1.25000      COMB14 Combination         Max       1.928     -12.328       3.438     -1.3175 
          90     2.35000      COMB14 Combination         Max       1.928      11.464       3.438     -1.3175 
          90     0.15000      COMB14 Combination         Min      -3.279     -37.900      -4.665     -4.3901 
          90     1.25000      COMB14 Combination         Min      -3.279     -14.108      -4.665     -4.3901 
          90     2.35000      COMB14 Combination         Min      -3.279       9.683      -4.665     -4.3901 
          90     0.15000         INV Combination         Max      13.571     -25.698       3.438     -0.7593 
          90     1.25000         INV Combination         Max      13.571      -1.906       3.438     -0.7593 
          90     2.35000         INV Combination         Max      13.571      21.886       3.438     -0.7593 
          90     0.15000         INV Combination         Min     -14.800     -42.798      -4.665     -4.3901 
          90     1.25000         INV Combination         Min     -14.800     -19.006      -4.665     -4.3901 
          90     2.35000         INV Combination         Min     -14.800       4.785      -4.665     -4.3901 
          91     0.15000          PP   LinStatic                  -0.248     -25.729      -0.473     -5.0229 
          91     1.25000          PP   LinStatic                  -0.248      -1.937      -0.473     -5.0229 
          91     2.35000          PP   LinStatic                  -0.248      21.854      -0.473     -5.0229 
          91     0.15000        PERM   LinStatic                  -0.154       4.903      -0.927    -12.8080 
          91     1.25000        PERM   LinStatic                  -0.154       4.903      -0.927    -12.8080 
          91     2.35000        PERM   LinStatic                  -0.154       4.903      -0.927    -12.8080 
          91     0.15000        NEVE   LinStatic                  -0.105       3.355      -0.634     -8.7634 
          91     1.25000        NEVE   LinStatic                  -0.105       3.355      -0.634     -8.7634 
          91     2.35000        NEVE   LinStatic                  -0.105       3.355      -0.634     -8.7634 
          91     0.15000      VENTOX   LinStatic                  -3.127      -0.487      -1.119      2.1558 
          91     1.25000      VENTOX   LinStatic                  -3.127      -0.487      -1.119      2.1558 
          91     2.35000      VENTOX   LinStatic                  -3.127      -0.487      -1.119      2.1558 
          91     0.15000      VENTOY   LinStatic                   3.042      -0.565       3.701      2.7401 
          91     1.25000      VENTOY   LinStatic                   3.042      -0.565       3.701      2.7401 
          91     2.35000      VENTOY   LinStatic                   3.042      -0.565       3.701      2.7401 
          91     0.15000      SISMAX LinRespSpec         Max       1.266       8.347       1.813      0.0842 
          91     1.25000      SISMAX LinRespSpec         Max       1.266       8.347       1.813      0.0842 
          91     2.35000      SISMAX LinRespSpec         Max       1.266       8.347       1.813      0.0842 
          91     0.15000      SISMAY LinRespSpec         Max       2.867       1.311       3.518      1.2694 
          91     1.25000      SISMAY LinRespSpec         Max       2.867       1.311       3.518      1.2694 
          91     2.35000      SISMAY LinRespSpec         Max       2.867       1.311       3.518      1.2694 
          91     0.15000        TERM   LinStatic                  -6.787       7.240      -1.114      0.9939 
          91     1.25000        TERM   LinStatic                  -6.787       7.240      -1.114      0.9939 
          91     2.35000        TERM   LinStatic                  -6.787       7.240      -1.114      0.9939 
          91     0.15000       COMB1 Combination         Max      -7.190     -13.586      -2.514    -16.8370 
          91     1.25000       COMB1 Combination         Max      -7.190      10.206      -2.514    -16.8370 
          91     2.35000       COMB1 Combination         Max      -7.190      33.998      -2.514    -16.8370 
          91     0.15000       COMB1 Combination         Min      -7.190     -13.586      -2.514    -16.8370 
          91     1.25000       COMB1 Combination         Min      -7.190      10.206      -2.514    -16.8370 
          91     2.35000       COMB1 Combination         Min      -7.190      33.998      -2.514    -16.8370 
          91     0.15000       COMB2 Combination         Max      -7.295     -10.231      -3.148    -25.6003 
          91     1.25000       COMB2 Combination         Max      -7.295      13.561      -3.148    -25.6003 
          91     2.35000       COMB2 Combination         Max      -7.295      37.353      -3.148    -25.6003 
          91     0.15000       COMB2 Combination         Min      -7.295     -10.231      -3.148    -25.6003 
          91     1.25000       COMB2 Combination         Min      -7.295      13.561      -3.148    -25.6003 
          91     2.35000       COMB2 Combination         Min      -7.295      37.353      -3.148    -25.6003 
          91     0.15000       COMB3 Combination         Max     -10.317     -14.073      -3.633    -14.6811 
          91     1.25000       COMB3 Combination         Max     -10.317       9.719      -3.633    -14.6811 
          91     2.35000       COMB3 Combination         Max     -10.317      33.511      -3.633    -14.6811 
          91     0.15000       COMB3 Combination         Min     -10.317     -14.073      -3.633    -14.6811 
          91     1.25000       COMB3 Combination         Min     -10.317       9.719      -3.633    -14.6811 
          91     2.35000       COMB3 Combination         Min     -10.317      33.511      -3.633    -14.6811 
          91     0.15000       COMB4 Combination         Max      -4.148     -14.151       1.187    -14.0968 
          91     1.25000       COMB4 Combination         Max      -4.148       9.641       1.187    -14.0968 
          91     2.35000       COMB4 Combination         Max      -4.148      33.432       1.187    -14.0968 
          91     0.15000       COMB4 Combination         Min      -4.148     -14.151       1.187    -14.0968 
          91     1.25000       COMB4 Combination         Min      -4.148       9.641       1.187    -14.0968 
          91     2.35000       COMB4 Combination         Min      -4.148      33.432       1.187    -14.0968 
          91     0.15000       COMB5 Combination         Max     -10.422     -10.718      -4.268    -23.4445 
          91     1.25000       COMB5 Combination         Max     -10.422      13.074      -4.268    -23.4445 
          91     2.35000       COMB5 Combination         Max     -10.422      36.866      -4.268    -23.4445 
          91     0.15000       COMB5 Combination         Min     -10.422     -10.718      -4.268    -23.4445 
          91     1.25000       COMB5 Combination         Min     -10.422      13.074      -4.268    -23.4445 
          91     2.35000       COMB5 Combination         Min     -10.422      36.866      -4.268    -23.4445 
          91     0.15000       COMB6 Combination         Max      -4.253     -10.796       0.553    -22.8602 
          91     1.25000       COMB6 Combination         Max      -4.253      12.996       0.553    -22.8602 
          91     2.35000       COMB6 Combination         Max      -4.253      36.787       0.553    -22.8602 
          91     0.15000       COMB6 Combination         Min      -4.253     -10.796       0.553    -22.8602 
          91     1.25000       COMB6 Combination         Min      -4.253      12.996       0.553    -22.8602 
          91     2.35000       COMB6 Combination         Min      -4.253      36.787       0.553    -22.8602 
          91     0.15000       COMB7 Combination         Max       6.385     -28.065      -0.287    -18.8248 
          91     1.25000       COMB7 Combination         Max       6.385      -4.274      -0.287    -18.8248 
          91     2.35000       COMB7 Combination         Max       6.385      19.518      -0.287    -18.8248 
          91     0.15000       COMB7 Combination         Min       6.385     -28.065      -0.287    -18.8248 
          91     1.25000       COMB7 Combination         Min       6.385      -4.274      -0.287    -18.8248 
          91     2.35000       COMB7 Combination         Min       6.385      19.518      -0.287    -18.8248 
          91     0.15000       COMB8 Combination         Max       6.279     -24.710      -0.921    -27.5882 
          91     1.25000       COMB8 Combination         Max       6.279      -0.919      -0.921    -27.5882 
          91     2.35000       COMB8 Combination         Max       6.279      22.873      -0.921    -27.5882 
          91     0.15000       COMB8 Combination         Min       6.279     -24.710      -0.921    -27.5882 
          91     1.25000       COMB8 Combination         Min       6.279      -0.919      -0.921    -27.5882 
          91     2.35000       COMB8 Combination         Min       6.279      22.873      -0.921    -27.5882 
          91     0.15000       COMB9 Combination         Max       3.258     -28.552      -1.406    -16.6690 
          91     1.25000       COMB9 Combination         Max       3.258      -4.761      -1.406    -16.6690 
          91     2.35000       COMB9 Combination         Max       3.258      19.031      -1.406    -16.6690 
          91     0.15000       COMB9 Combination         Min       3.258     -28.552      -1.406    -16.6690 
          91     1.25000       COMB9 Combination         Min       3.258      -4.761      -1.406    -16.6690 
          91     2.35000       COMB9 Combination         Min       3.258      19.031      -1.406    -16.6690 
          91     0.15000      COMB10 Combination         Max       9.427     -28.631       3.414    -16.0847 
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          91     1.25000      COMB10 Combination         Max       9.427      -4.839       3.414    -16.0847 
          91     2.35000      COMB10 Combination         Max       9.427      18.953       3.414    -16.0847 
          91     0.15000      COMB10 Combination         Min       9.427     -28.631       3.414    -16.0847 
          91     1.25000      COMB10 Combination         Min       9.427      -4.839       3.414    -16.0847 
          91     2.35000      COMB10 Combination         Min       9.427      18.953       3.414    -16.0847 
          91     0.15000      COMB11 Combination         Max       3.152     -25.197      -2.041    -25.4323 
          91     1.25000      COMB11 Combination         Max       3.152      -1.406      -2.041    -25.4323 
          91     2.35000      COMB11 Combination         Max       3.152      22.386      -2.041    -25.4323 
          91     0.15000      COMB11 Combination         Min       3.152     -25.197      -2.041    -25.4323 
          91     1.25000      COMB11 Combination         Min       3.152      -1.406      -2.041    -25.4323 
          91     2.35000      COMB11 Combination         Min       3.152      22.386      -2.041    -25.4323 
          91     0.15000      COMB12 Combination         Max       9.322     -25.276       2.780    -24.8480 
          91     1.25000      COMB12 Combination         Max       9.322      -1.484       2.780    -24.8480 
          91     2.35000      COMB12 Combination         Max       9.322      22.308       2.780    -24.8480 
          91     0.15000      COMB12 Combination         Min       9.322     -25.276       2.780    -24.8480 
          91     1.25000      COMB12 Combination         Min       9.322      -1.484       2.780    -24.8480 
          91     2.35000      COMB12 Combination         Min       9.322      22.308       2.780    -24.8480 
          91     0.15000      COMB13 Combination         Max       0.758      -9.124      -0.221    -26.5101 
          91     1.25000      COMB13 Combination         Max       0.758      14.668      -0.221    -26.5101 
          91     2.35000      COMB13 Combination         Max       0.758      38.460      -0.221    -26.5101 
          91     0.15000      COMB13 Combination         Min      -1.773     -25.818      -3.848    -26.6784 
          91     1.25000      COMB13 Combination         Min      -1.773      -2.026      -3.848    -26.6784 
          91     2.35000      COMB13 Combination         Min      -1.773      21.766      -3.848    -26.6784 
          91     0.15000      COMB14 Combination         Max       2.359     -16.159       1.483    -25.3249 
          91     1.25000      COMB14 Combination         Max       2.359       7.632       1.483    -25.3249 
          91     2.35000      COMB14 Combination         Max       2.359      31.424       1.483    -25.3249 
          91     0.15000      COMB14 Combination         Min      -3.375     -18.782      -5.553    -27.8636 
          91     1.25000      COMB14 Combination         Min      -3.375       5.010      -5.553    -27.8636 
          91     2.35000      COMB14 Combination         Min      -3.375      28.801      -5.553    -27.8636 
          91     0.15000         INV Combination         Max       9.427      -9.124       3.414    -14.0968 
          91     1.25000         INV Combination         Max       9.427      14.668       3.414    -14.0968 
          91     2.35000         INV Combination         Max       9.427      38.460       3.414    -14.0968 
          91     0.15000         INV Combination         Min     -10.422     -28.631      -5.553    -27.8636 
          91     1.25000         INV Combination         Min     -10.422      -4.839      -5.553    -27.8636 
          91     2.35000         INV Combination         Min     -10.422      18.953      -5.553    -27.8636 
 
 
Table: Element Forces - Frames, Part 2 of 2 
 
       Frame     Station  OutputCase    StepType          M2          M3   FrameElem ElemStation 
        Text           m        Text        Text        KN-m        KN-m        Text           m 
 
           1     0.15000          PP               4.197E-04     51.6539         1-1     0.15000 
           1     0.50000          PP               3.375E-04     27.1909         1-1     0.50000 
           1     0.50000          PP               3.375E-04     27.1909         1-2     0.00000 
           1     1.00000          PP               2.199E-04      1.1757         1-2     0.50000 
           1     1.00000          PP               2.199E-04      1.1757         1-3     0.00000 
           1     1.25000          PP               1.612E-04     -7.1725         1-3     0.25000 
           1     1.50000          PP               1.024E-04    -16.5254         1-3     0.50000 
           1     1.50000          PP               1.024E-04    -16.5254         1-4     0.00000 
           1     2.00000          PP              -1.507E-05    -25.9252         1-4     0.50000 
           1     2.00000          PP              -1.507E-05    -25.9252         1-5     0.00000 
           1     2.35000          PP              -9.733E-05    -26.2777         1-5     0.35000 
           1     0.15000        PERM                  0.0027     13.6437         1-1     0.15000 
           1     0.50000        PERM                  0.0022      7.2350         1-1     0.50000 
           1     0.50000        PERM                  0.0022      7.2350         1-2     0.00000 
           1     1.00000        PERM                  0.0014      0.3892         1-2     0.50000 
           1     1.00000        PERM                  0.0014      0.3892         1-3     0.00000 
           1     1.25000        PERM                  0.0010     -1.8184         1-3     0.25000 
           1     1.50000        PERM               6.363E-04     -4.3385         1-3     0.50000 
           1     1.50000        PERM               6.363E-04     -4.3385         1-4     0.00000 
           1     2.00000        PERM              -1.334E-04     -6.9517         1-4     0.50000 
           1     2.00000        PERM              -1.334E-04     -6.9517         1-5     0.00000 
           1     2.35000        PERM              -6.722E-04     -7.1710         1-5     0.35000 
           1     0.15000        NEVE                  0.0019      9.3193         1-1     0.15000 
           1     0.50000        NEVE                  0.0015      5.0243         1-1     0.50000 
           1     0.50000        NEVE                  0.0015      5.0243         1-2     0.00000 
           1     1.00000        NEVE               9.620E-04      0.3403         1-2     0.50000 
           1     1.00000        NEVE               9.620E-04      0.3403         1-3     0.00000 
           1     1.25000        NEVE               6.987E-04     -1.2771         1-3     0.25000 
           1     1.50000        NEVE               4.353E-04     -2.8945         1-3     0.50000 
           1     1.50000        NEVE               4.353E-04     -2.8945         1-4     0.00000 
           1     2.00000        NEVE              -9.128E-05     -4.6825         1-4     0.50000 
           1     2.00000        NEVE              -9.128E-05     -4.6825         1-5     0.00000 
           1     2.35000        NEVE              -4.599E-04     -4.9223         1-5     0.35000 
           1     0.15000      VENTOX              -4.590E-04     -1.8921         1-1     0.15000 
           1     0.50000      VENTOX              -3.679E-04     -0.9645         1-1     0.50000 
           1     0.50000      VENTOX              -3.679E-04     -0.9645         1-2     0.00000 
           1     1.00000      VENTOX              -2.376E-04      0.0053         1-2     0.50000 
           1     1.00000      VENTOX              -2.376E-04      0.0053         1-3     0.00000 
           1     1.25000      VENTOX              -1.725E-04      0.3128         1-3     0.25000 
           1     1.50000      VENTOX              -1.074E-04      0.6203         1-3     0.50000 
           1     1.50000      VENTOX              -1.074E-04      0.6203         1-4     0.00000 
           1     2.00000      VENTOX               2.279E-05      0.8808         1-4     0.50000 
           1     2.00000      VENTOX               2.279E-05      0.8808         1-5     0.00000 
           1     2.35000      VENTOX               1.139E-04      0.8152         1-5     0.35000 
           1     0.15000      VENTOY                  0.0170     -3.2478         1-1     0.15000 
           1     0.50000      VENTOY                  0.0135     -1.8460         1-1     0.50000 
           1     0.50000      VENTOY                  0.0135     -1.8460         1-2     0.00000 
           1     1.00000      VENTOY                  0.0085     -0.2458         1-2     0.50000 
           1     1.00000      VENTOY                  0.0085     -0.2458         1-3     0.00000 
           1     1.25000      VENTOY                  0.0060      0.3536         1-3     0.25000 
           1     1.50000      VENTOY                  0.0035      0.9530         1-3     0.50000 
           1     1.50000      VENTOY                  0.0035      0.9530         1-4     0.00000 
           1     2.00000      VENTOY                 -0.0015      1.7514         1-4     0.50000 
           1     2.00000      VENTOY                 -0.0015      1.7514         1-5     0.00000 
           1     2.35000      VENTOY                 -0.0050      2.0302         1-5     0.35000 
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           1     0.15000      SISMAX         Max      0.0046      6.8727         1-1     0.15000 
           1     0.50000      SISMAX         Max      0.0180      4.6538         1-1     0.50000 
           1     0.50000      SISMAX         Max      0.0180      4.6538         1-2     0.00000 
           1     1.00000      SISMAX         Max      0.0275      1.5202         1-2     0.50000 
           1     1.00000      SISMAX         Max      0.0275      1.5202         1-3     0.00000 
           1     1.25000      SISMAX         Max      0.0248      0.0294         1-3     0.25000 
           1     1.50000      SISMAX         Max      0.0225      1.5790         1-3     0.50000 
           1     1.50000      SISMAX         Max      0.0225      1.5790         1-4     0.00000 
           1     2.00000      SISMAX         Max      0.0117      4.6459         1-4     0.50000 
           1     2.00000      SISMAX         Max      0.0117      4.6459         1-5     0.00000 
           1     2.35000      SISMAX         Max      0.0219      6.7714         1-5     0.35000 
           1     0.15000      SISMAY         Max      0.1274      2.4955         1-1     0.15000 
           1     0.50000      SISMAY         Max      0.2135      1.5785         1-1     0.50000 
           1     0.50000      SISMAY         Max      0.2135      1.5785         1-2     0.00000 
           1     1.00000      SISMAY         Max      0.2932      0.4033         1-2     0.50000 
           1     1.00000      SISMAY         Max      0.2932      0.4033         1-3     0.00000 
           1     1.25000      SISMAY         Max      0.2496      0.1182         1-3     0.25000 
           1     1.50000      SISMAY         Max      0.2144      0.6386         1-3     0.50000 
           1     1.50000      SISMAY         Max      0.2144      0.6386         1-4     0.00000 
           1     2.00000      SISMAY         Max      0.1652      1.5470         1-4     0.50000 
           1     2.00000      SISMAY         Max      0.1652      1.5470         1-5     0.00000 
           1     2.35000      SISMAY         Max      0.3254      2.0903         1-5     0.35000 
           1     0.15000        TERM               3.348E-04      6.6570         1-1     0.15000 
           1     0.50000        TERM               2.692E-04      4.5283         1-1     0.50000 
           1     0.50000        TERM               2.692E-04      4.5283         1-2     0.00000 
           1     1.00000        TERM               1.754E-04      1.5001         1-2     0.50000 
           1     1.00000        TERM               1.754E-04      1.5001         1-3     0.00000 
           1     1.25000        TERM               1.285E-04     -0.0086         1-3     0.25000 
           1     1.50000        TERM               8.165E-05     -1.5173         1-3     0.50000 
           1     1.50000        TERM               8.165E-05     -1.5173         1-4     0.00000 
           1     2.00000        TERM              -1.211E-05     -4.5260         1-4     0.50000 
           1     2.00000        TERM              -1.211E-05     -4.5260         1-5     0.00000 
           1     2.35000        TERM              -7.774E-05     -6.6274         1-5     0.35000 
           1     0.15000       COMB1         Max      0.0035     71.9546         1-1     0.15000 
           1     0.50000       COMB1         Max      0.0028     38.9542         1-1     0.50000 
           1     0.50000       COMB1         Max      0.0028     38.9542         1-2     0.00000 
           1     1.00000       COMB1         Max      0.0018      3.0650         1-2     0.50000 
           1     1.00000       COMB1         Max      0.0018      3.0650         1-3     0.00000 
           1     1.25000       COMB1         Max      0.0013     -8.9995         1-3     0.25000 
           1     1.50000       COMB1         Max   8.204E-04    -22.3812         1-3     0.50000 
           1     1.50000       COMB1         Max   8.204E-04    -22.3812         1-4     0.00000 
           1     2.00000       COMB1         Max  -1.606E-04    -37.4029         1-4     0.50000 
           1     2.00000       COMB1         Max  -1.606E-04    -37.4029         1-5     0.00000 
           1     2.35000       COMB1         Max  -8.473E-04    -40.0761         1-5     0.35000 
           1     0.15000       COMB1         Min      0.0035     71.9546         1-1     0.15000 
           1     0.50000       COMB1         Min      0.0028     38.9542         1-1     0.50000 
           1     0.50000       COMB1         Min      0.0028     38.9542         1-2     0.00000 
           1     1.00000       COMB1         Min      0.0018      3.0650         1-2     0.50000 
           1     1.00000       COMB1         Min      0.0018      3.0650         1-3     0.00000 
           1     1.25000       COMB1         Min      0.0013     -8.9995         1-3     0.25000 
           1     1.50000       COMB1         Min   8.204E-04    -22.3812         1-3     0.50000 
           1     1.50000       COMB1         Min   8.204E-04    -22.3812         1-4     0.00000 
           1     2.00000       COMB1         Min  -1.606E-04    -37.4029         1-4     0.50000 
           1     2.00000       COMB1         Min  -1.606E-04    -37.4029         1-5     0.00000 
           1     2.35000       COMB1         Min  -8.473E-04    -40.0761         1-5     0.35000 
           1     0.15000       COMB2         Max      0.0053     81.2739         1-1     0.15000 
           1     0.50000       COMB2         Max      0.0043     43.9785         1-1     0.50000 
           1     0.50000       COMB2         Max      0.0043     43.9785         1-2     0.00000 
           1     1.00000       COMB2         Max      0.0028      3.4053         1-2     0.50000 
           1     1.00000       COMB2         Max      0.0028      3.4053         1-3     0.00000 
           1     1.25000       COMB2         Max      0.0020    -10.2766         1-3     0.25000 
           1     1.50000       COMB2         Max      0.0013    -25.2757         1-3     0.50000 
           1     1.50000       COMB2         Max      0.0013    -25.2757         1-4     0.00000 
           1     2.00000       COMB2         Max  -2.519E-04    -42.0853         1-4     0.50000 
           1     2.00000       COMB2         Max  -2.519E-04    -42.0853         1-5     0.00000 
           1     2.35000       COMB2         Max     -0.0013    -44.9984         1-5     0.35000 
           1     0.15000       COMB2         Min      0.0053     81.2739         1-1     0.15000 
           1     0.50000       COMB2         Min      0.0043     43.9785         1-1     0.50000 
           1     0.50000       COMB2         Min      0.0043     43.9785         1-2     0.00000 
           1     1.00000       COMB2         Min      0.0028      3.4053         1-2     0.50000 
           1     1.00000       COMB2         Min      0.0028      3.4053         1-3     0.00000 
           1     1.25000       COMB2         Min      0.0020    -10.2766         1-3     0.25000 
           1     1.50000       COMB2         Min      0.0013    -25.2757         1-3     0.50000 
           1     1.50000       COMB2         Min      0.0013    -25.2757         1-4     0.00000 
           1     2.00000       COMB2         Min  -2.519E-04    -42.0853         1-4     0.50000 
           1     2.00000       COMB2         Min  -2.519E-04    -42.0853         1-5     0.00000 
           1     2.35000       COMB2         Min     -0.0013    -44.9984         1-5     0.35000 
           1     0.15000       COMB3         Max      0.0030     70.0624         1-1     0.15000 
           1     0.50000       COMB3         Max      0.0024     37.9898         1-1     0.50000 
           1     0.50000       COMB3         Max      0.0024     37.9898         1-2     0.00000 
           1     1.00000       COMB3         Max      0.0016      3.0703         1-2     0.50000 
           1     1.00000       COMB3         Max      0.0016      3.0703         1-3     0.00000 
           1     1.25000       COMB3         Max      0.0011     -8.6868         1-3     0.25000 
           1     1.50000       COMB3         Max   7.129E-04    -21.7610         1-3     0.50000 
           1     1.50000       COMB3         Max   7.129E-04    -21.7610         1-4     0.00000 
           1     2.00000       COMB3         Max  -1.378E-04    -36.5221         1-4     0.50000 
           1     2.00000       COMB3         Max  -1.378E-04    -36.5221         1-5     0.00000 
           1     2.35000       COMB3         Max  -7.333E-04    -39.2609         1-5     0.35000 
           1     0.15000       COMB3         Min      0.0030     70.0624         1-1     0.15000 
           1     0.50000       COMB3         Min      0.0024     37.9898         1-1     0.50000 
           1     0.50000       COMB3         Min      0.0024     37.9898         1-2     0.00000 
           1     1.00000       COMB3         Min      0.0016      3.0703         1-2     0.50000 
           1     1.00000       COMB3         Min      0.0016      3.0703         1-3     0.00000 
           1     1.25000       COMB3         Min      0.0011     -8.6868         1-3     0.25000 
           1     1.50000       COMB3         Min   7.129E-04    -21.7610         1-3     0.50000 
           1     1.50000       COMB3         Min   7.129E-04    -21.7610         1-4     0.00000 
           1     2.00000       COMB3         Min  -1.378E-04    -36.5221         1-4     0.50000 
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           1     2.00000       COMB3         Min  -1.378E-04    -36.5221         1-5     0.00000 
           1     2.35000       COMB3         Min  -7.333E-04    -39.2609         1-5     0.35000 
           1     0.15000       COMB4         Max      0.0205     68.7068         1-1     0.15000 
           1     0.50000       COMB4         Max      0.0163     37.1082         1-1     0.50000 
           1     0.50000       COMB4         Max      0.0163     37.1082         1-2     0.00000 
           1     1.00000       COMB4         Max      0.0103      2.8192         1-2     0.50000 
           1     1.00000       COMB4         Max      0.0103      2.8192         1-3     0.00000 
           1     1.25000       COMB4         Max      0.0074     -8.6459         1-3     0.25000 
           1     1.50000       COMB4         Max      0.0044    -21.4282         1-3     0.50000 
           1     1.50000       COMB4         Max      0.0044    -21.4282         1-4     0.00000 
           1     2.00000       COMB4         Max     -0.0016    -35.6515         1-4     0.50000 
           1     2.00000       COMB4         Max     -0.0016    -35.6515         1-5     0.00000 
           1     2.35000       COMB4         Max     -0.0058    -38.0459         1-5     0.35000 
           1     0.15000       COMB4         Min      0.0205     68.7068         1-1     0.15000 
           1     0.50000       COMB4         Min      0.0163     37.1082         1-1     0.50000 
           1     0.50000       COMB4         Min      0.0163     37.1082         1-2     0.00000 
           1     1.00000       COMB4         Min      0.0103      2.8192         1-2     0.50000 
           1     1.00000       COMB4         Min      0.0103      2.8192         1-3     0.00000 
           1     1.25000       COMB4         Min      0.0074     -8.6459         1-3     0.25000 
           1     1.50000       COMB4         Min      0.0044    -21.4282         1-3     0.50000 
           1     1.50000       COMB4         Min      0.0044    -21.4282         1-4     0.00000 
           1     2.00000       COMB4         Min     -0.0016    -35.6515         1-4     0.50000 
           1     2.00000       COMB4         Min     -0.0016    -35.6515         1-5     0.00000 
           1     2.35000       COMB4         Min     -0.0058    -38.0459         1-5     0.35000 
           1     0.15000       COMB5         Max      0.0049     79.3817         1-1     0.15000 
           1     0.50000       COMB5         Max      0.0039     43.0140         1-1     0.50000 
           1     0.50000       COMB5         Max      0.0039     43.0140         1-2     0.00000 
           1     1.00000       COMB5         Max      0.0025      3.4106         1-2     0.50000 
           1     1.00000       COMB5         Max      0.0025      3.4106         1-3     0.00000 
           1     1.25000       COMB5         Max      0.0018     -9.9639         1-3     0.25000 
           1     1.50000       COMB5         Max      0.0011    -24.6555         1-3     0.50000 
           1     1.50000       COMB5         Max      0.0011    -24.6555         1-4     0.00000 
           1     2.00000       COMB5         Max  -2.291E-04    -41.2045         1-4     0.50000 
           1     2.00000       COMB5         Max  -2.291E-04    -41.2045         1-5     0.00000 
           1     2.35000       COMB5         Max     -0.0012    -44.1832         1-5     0.35000 
           1     0.15000       COMB5         Min      0.0049     79.3817         1-1     0.15000 
           1     0.50000       COMB5         Min      0.0039     43.0140         1-1     0.50000 
           1     0.50000       COMB5         Min      0.0039     43.0140         1-2     0.00000 
           1     1.00000       COMB5         Min      0.0025      3.4106         1-2     0.50000 
           1     1.00000       COMB5         Min      0.0025      3.4106         1-3     0.00000 
           1     1.25000       COMB5         Min      0.0018     -9.9639         1-3     0.25000 
           1     1.50000       COMB5         Min      0.0011    -24.6555         1-3     0.50000 
           1     1.50000       COMB5         Min      0.0011    -24.6555         1-4     0.00000 
           1     2.00000       COMB5         Min  -2.291E-04    -41.2045         1-4     0.50000 
           1     2.00000       COMB5         Min  -2.291E-04    -41.2045         1-5     0.00000 
           1     2.35000       COMB5         Min     -0.0012    -44.1832         1-5     0.35000 
           1     0.15000       COMB6         Max      0.0224     78.0261         1-1     0.15000 
           1     0.50000       COMB6         Max      0.0178     42.1325         1-1     0.50000 
           1     0.50000       COMB6         Max      0.0178     42.1325         1-2     0.00000 
           1     1.00000       COMB6         Max      0.0113      3.1595         1-2     0.50000 
           1     1.00000       COMB6         Max      0.0113      3.1595         1-3     0.00000 
           1     1.25000       COMB6         Max      0.0081     -9.9230         1-3     0.25000 
           1     1.50000       COMB6         Max      0.0048    -24.3227         1-3     0.50000 
           1     1.50000       COMB6         Max      0.0048    -24.3227         1-4     0.00000 
           1     2.00000       COMB6         Max     -0.0017    -40.3340         1-4     0.50000 
           1     2.00000       COMB6         Max     -0.0017    -40.3340         1-5     0.00000 
           1     2.35000       COMB6         Max     -0.0063    -42.9682         1-5     0.35000 
           1     0.15000       COMB6         Min      0.0224     78.0261         1-1     0.15000 
           1     0.50000       COMB6         Min      0.0178     42.1325         1-1     0.50000 
           1     0.50000       COMB6         Min      0.0178     42.1325         1-2     0.00000 
           1     1.00000       COMB6         Min      0.0113      3.1595         1-2     0.50000 
           1     1.00000       COMB6         Min      0.0113      3.1595         1-3     0.00000 
           1     1.25000       COMB6         Min      0.0081     -9.9230         1-3     0.25000 
           1     1.50000       COMB6         Min      0.0048    -24.3227         1-3     0.50000 
           1     1.50000       COMB6         Min      0.0048    -24.3227         1-4     0.00000 
           1     2.00000       COMB6         Min     -0.0017    -40.3340         1-4     0.50000 
           1     2.00000       COMB6         Min     -0.0017    -40.3340         1-5     0.00000 
           1     2.35000       COMB6         Min     -0.0063    -42.9682         1-5     0.35000 
           1     0.15000       COMB7         Max      0.0028     58.6406         1-1     0.15000 
           1     0.50000       COMB7         Max      0.0022     29.8977         1-1     0.50000 
           1     0.50000       COMB7         Max      0.0022     29.8977         1-2     0.00000 
           1     1.00000       COMB7         Max      0.0015      0.0648         1-2     0.50000 
           1     1.00000       COMB7         Max      0.0015      0.0648         1-3     0.00000 
           1     1.25000       COMB7         Max      0.0011     -8.9823         1-3     0.25000 
           1     1.50000       COMB7         Max   6.571E-04    -19.3467         1-3     0.50000 
           1     1.50000       COMB7         Max   6.571E-04    -19.3467         1-4     0.00000 
           1     2.00000       COMB7         Max  -1.364E-04    -28.3509         1-4     0.50000 
           1     2.00000       COMB7         Max  -1.364E-04    -28.3509         1-5     0.00000 
           1     2.35000       COMB7         Max  -6.918E-04    -26.8214         1-5     0.35000 
           1     0.15000       COMB7         Min      0.0028     58.6406         1-1     0.15000 
           1     0.50000       COMB7         Min      0.0022     29.8977         1-1     0.50000 
           1     0.50000       COMB7         Min      0.0022     29.8977         1-2     0.00000 
           1     1.00000       COMB7         Min      0.0015      0.0648         1-2     0.50000 
           1     1.00000       COMB7         Min      0.0015      0.0648         1-3     0.00000 
           1     1.25000       COMB7         Min      0.0011     -8.9823         1-3     0.25000 
           1     1.50000       COMB7         Min   6.571E-04    -19.3467         1-3     0.50000 
           1     1.50000       COMB7         Min   6.571E-04    -19.3467         1-4     0.00000 
           1     2.00000       COMB7         Min  -1.364E-04    -28.3509         1-4     0.50000 
           1     2.00000       COMB7         Min  -1.364E-04    -28.3509         1-5     0.00000 
           1     2.35000       COMB7         Min  -6.918E-04    -26.8214         1-5     0.35000 
           1     0.15000       COMB8         Max      0.0047     67.9599         1-1     0.15000 
           1     0.50000       COMB8         Max      0.0037     34.9219         1-1     0.50000 
           1     0.50000       COMB8         Max      0.0037     34.9219         1-2     0.00000 
           1     1.00000       COMB8         Max      0.0024      0.4051         1-2     0.50000 
           1     1.00000       COMB8         Max      0.0024      0.4051         1-3     0.00000 
           1     1.25000       COMB8         Max      0.0018    -10.2594         1-3     0.25000 
           1     1.50000       COMB8         Max      0.0011    -22.2412         1-3     0.50000 
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           1     1.50000       COMB8         Max      0.0011    -22.2412         1-4     0.00000 
           1     2.00000       COMB8         Max  -2.277E-04    -33.0334         1-4     0.50000 
           1     2.00000       COMB8         Max  -2.277E-04    -33.0334         1-5     0.00000 
           1     2.35000       COMB8         Max     -0.0012    -31.7437         1-5     0.35000 
           1     0.15000       COMB8         Min      0.0047     67.9599         1-1     0.15000 
           1     0.50000       COMB8         Min      0.0037     34.9219         1-1     0.50000 
           1     0.50000       COMB8         Min      0.0037     34.9219         1-2     0.00000 
           1     1.00000       COMB8         Min      0.0024      0.4051         1-2     0.50000 
           1     1.00000       COMB8         Min      0.0024      0.4051         1-3     0.00000 
           1     1.25000       COMB8         Min      0.0018    -10.2594         1-3     0.25000 
           1     1.50000       COMB8         Min      0.0011    -22.2412         1-3     0.50000 
           1     1.50000       COMB8         Min      0.0011    -22.2412         1-4     0.00000 
           1     2.00000       COMB8         Min  -2.277E-04    -33.0334         1-4     0.50000 
           1     2.00000       COMB8         Min  -2.277E-04    -33.0334         1-5     0.00000 
           1     2.35000       COMB8         Min     -0.0012    -31.7437         1-5     0.35000 
           1     0.15000       COMB9         Max      0.0023     56.7484         1-1     0.15000 
           1     0.50000       COMB9         Max      0.0019     28.9332         1-1     0.50000 
           1     0.50000       COMB9         Max      0.0019     28.9332         1-2     0.00000 
           1     1.00000       COMB9         Max      0.0012      0.0701         1-2     0.50000 
           1     1.00000       COMB9         Max      0.0012      0.0701         1-3     0.00000 
           1     1.25000       COMB9         Max   8.812E-04     -8.6695         1-3     0.25000 
           1     1.50000       COMB9         Max   5.496E-04    -18.7264         1-3     0.50000 
           1     1.50000       COMB9         Max   5.496E-04    -18.7264         1-4     0.00000 
           1     2.00000       COMB9         Max  -1.136E-04    -27.4701         1-4     0.50000 
           1     2.00000       COMB9         Max  -1.136E-04    -27.4701         1-5     0.00000 
           1     2.35000       COMB9         Max  -5.778E-04    -26.0061         1-5     0.35000 
           1     0.15000       COMB9         Min      0.0023     56.7484         1-1     0.15000 
           1     0.50000       COMB9         Min      0.0019     28.9332         1-1     0.50000 
           1     0.50000       COMB9         Min      0.0019     28.9332         1-2     0.00000 
           1     1.00000       COMB9         Min      0.0012      0.0701         1-2     0.50000 
           1     1.00000       COMB9         Min      0.0012      0.0701         1-3     0.00000 
           1     1.25000       COMB9         Min   8.812E-04     -8.6695         1-3     0.25000 
           1     1.50000       COMB9         Min   5.496E-04    -18.7264         1-3     0.50000 
           1     1.50000       COMB9         Min   5.496E-04    -18.7264         1-4     0.00000 
           1     2.00000       COMB9         Min  -1.136E-04    -27.4701         1-4     0.50000 
           1     2.00000       COMB9         Min  -1.136E-04    -27.4701         1-5     0.00000 
           1     2.35000       COMB9         Min  -5.778E-04    -26.0061         1-5     0.35000 
           1     0.15000      COMB10         Max      0.0198     55.3928         1-1     0.15000 
           1     0.50000      COMB10         Max      0.0158     28.0517         1-1     0.50000 
           1     0.50000      COMB10         Max      0.0158     28.0517         1-2     0.00000 
           1     1.00000      COMB10         Max      0.0100     -0.1809         1-2     0.50000 
           1     1.00000      COMB10         Max      0.0100     -0.1809         1-3     0.00000 
           1     1.25000      COMB10         Max      0.0071     -8.6287         1-3     0.25000 
           1     1.50000      COMB10         Max      0.0042    -18.3936         1-3     0.50000 
           1     1.50000      COMB10         Max      0.0042    -18.3936         1-4     0.00000 
           1     2.00000      COMB10         Max     -0.0016    -26.5995         1-4     0.50000 
           1     2.00000      COMB10         Max     -0.0016    -26.5995         1-5     0.00000 
           1     2.35000      COMB10         Max     -0.0057    -24.7911         1-5     0.35000 
           1     0.15000      COMB10         Min      0.0198     55.3928         1-1     0.15000 
           1     0.50000      COMB10         Min      0.0158     28.0517         1-1     0.50000 
           1     0.50000      COMB10         Min      0.0158     28.0517         1-2     0.00000 
           1     1.00000      COMB10         Min      0.0100     -0.1809         1-2     0.50000 
           1     1.00000      COMB10         Min      0.0100     -0.1809         1-3     0.00000 
           1     1.25000      COMB10         Min      0.0071     -8.6287         1-3     0.25000 
           1     1.50000      COMB10         Min      0.0042    -18.3936         1-3     0.50000 
           1     1.50000      COMB10         Min      0.0042    -18.3936         1-4     0.00000 
           1     2.00000      COMB10         Min     -0.0016    -26.5995         1-4     0.50000 
           1     2.00000      COMB10         Min     -0.0016    -26.5995         1-5     0.00000 
           1     2.35000      COMB10         Min     -0.0057    -24.7911         1-5     0.35000 
           1     0.15000      COMB11         Max      0.0042     66.0678         1-1     0.15000 
           1     0.50000      COMB11         Max      0.0034     33.9574         1-1     0.50000 
           1     0.50000      COMB11         Max      0.0034     33.9574         1-2     0.00000 
           1     1.00000      COMB11         Max      0.0022      0.4104         1-2     0.50000 
           1     1.00000      COMB11         Max      0.0022      0.4104         1-3     0.00000 
           1     1.25000      COMB11         Max      0.0016     -9.9466         1-3     0.25000 
           1     1.50000      COMB11         Max   9.850E-04    -21.6209         1-3     0.50000 
           1     1.50000      COMB11         Max   9.850E-04    -21.6209         1-4     0.00000 
           1     2.00000      COMB11         Max  -2.049E-04    -32.1526         1-4     0.50000 
           1     2.00000      COMB11         Max  -2.049E-04    -32.1526         1-5     0.00000 
           1     2.35000      COMB11         Max     -0.0010    -30.9284         1-5     0.35000 
           1     0.15000      COMB11         Min      0.0042     66.0678         1-1     0.15000 
           1     0.50000      COMB11         Min      0.0034     33.9574         1-1     0.50000 
           1     0.50000      COMB11         Min      0.0034     33.9574         1-2     0.00000 
           1     1.00000      COMB11         Min      0.0022      0.4104         1-2     0.50000 
           1     1.00000      COMB11         Min      0.0022      0.4104         1-3     0.00000 
           1     1.25000      COMB11         Min      0.0016     -9.9466         1-3     0.25000 
           1     1.50000      COMB11         Min   9.850E-04    -21.6209         1-3     0.50000 
           1     1.50000      COMB11         Min   9.850E-04    -21.6209         1-4     0.00000 
           1     2.00000      COMB11         Min  -2.049E-04    -32.1526         1-4     0.50000 
           1     2.00000      COMB11         Min  -2.049E-04    -32.1526         1-5     0.00000 
           1     2.35000      COMB11         Min     -0.0010    -30.9284         1-5     0.35000 
           1     0.15000      COMB12         Max      0.0217     64.7121         1-1     0.15000 
           1     0.50000      COMB12         Max      0.0173     33.0759         1-1     0.50000 
           1     0.50000      COMB12         Max      0.0173     33.0759         1-2     0.00000 
           1     1.00000      COMB12         Max      0.0110      0.1593         1-2     0.50000 
           1     1.00000      COMB12         Max      0.0110      0.1593         1-3     0.00000 
           1     1.25000      COMB12         Max      0.0078     -9.9058         1-3     0.25000 
           1     1.50000      COMB12         Max      0.0046    -21.2881         1-3     0.50000 
           1     1.50000      COMB12         Max      0.0046    -21.2881         1-4     0.00000 
           1     2.00000      COMB12         Max     -0.0017    -31.2820         1-4     0.50000 
           1     2.00000      COMB12         Max     -0.0017    -31.2820         1-5     0.00000 
           1     2.35000      COMB12         Max     -0.0061    -29.7134         1-5     0.35000 
           1     0.15000      COMB12         Min      0.0217     64.7121         1-1     0.15000 
           1     0.50000      COMB12         Min      0.0173     33.0759         1-1     0.50000 
           1     0.50000      COMB12         Min      0.0173     33.0759         1-2     0.00000 
           1     1.00000      COMB12         Min      0.0110      0.1593         1-2     0.50000 
           1     1.00000      COMB12         Min      0.0110      0.1593         1-3     0.00000 
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           1     1.25000      COMB12         Min      0.0078     -9.9058         1-3     0.25000 
           1     1.50000      COMB12         Min      0.0046    -21.2881         1-3     0.50000 
           1     1.50000      COMB12         Min      0.0046    -21.2881         1-4     0.00000 
           1     2.00000      COMB12         Min     -0.0017    -31.2820         1-4     0.50000 
           1     2.00000      COMB12         Min     -0.0017    -31.2820         1-5     0.00000 
           1     2.35000      COMB12         Min     -0.0061    -29.7134         1-5     0.35000 
           1     0.15000      COMB13         Max      0.0096     81.4896         1-1     0.15000 
           1     0.50000      COMB13         Max      0.0220     44.1040         1-1     0.50000 
           1     0.50000      COMB13         Max      0.0220     44.1040         1-2     0.00000 
           1     1.00000      COMB13         Max      0.0301      3.4254         1-2     0.50000 
           1     1.00000      COMB13         Max      0.0301      3.4254         1-3     0.00000 
           1     1.25000      COMB13         Max      0.0267    -10.2386         1-3     0.25000 
           1     1.50000      COMB13         Max      0.0236    -22.1794         1-3     0.50000 
           1     1.50000      COMB13         Max      0.0236    -22.1794         1-4     0.00000 
           1     2.00000      COMB13         Max      0.0115    -32.9134         1-4     0.50000 
           1     2.00000      COMB13         Max      0.0115    -32.9134         1-5     0.00000 
           1     2.35000      COMB13         Max      0.0207    -31.5996         1-5     0.35000 
           1     0.15000      COMB13         Min   4.204E-04     67.7442         1-1     0.15000 
           1     0.50000      COMB13         Min     -0.0140     34.7964         1-1     0.50000 
           1     0.50000      COMB13         Min     -0.0140     34.7964         1-2     0.00000 
           1     1.00000      COMB13         Min     -0.0249      0.3850         1-2     0.50000 
           1     1.00000      COMB13         Min     -0.0249      0.3850         1-3     0.00000 
           1     1.25000      COMB13         Min     -0.0230    -10.2975         1-3     0.25000 
           1     1.50000      COMB13         Min     -0.0213    -25.3375         1-3     0.50000 
           1     1.50000      COMB13         Min     -0.0213    -25.3375         1-4     0.00000 
           1     2.00000      COMB13         Min     -0.0120    -42.2053         1-4     0.50000 
           1     2.00000      COMB13         Min     -0.0120    -42.2053         1-5     0.00000 
           1     2.35000      COMB13         Min     -0.0232    -45.1425         1-5     0.35000 
           1     0.15000      COMB14         Max      0.1324     77.1124         1-1     0.15000 
           1     0.50000      COMB14         Max      0.2175     41.0287         1-1     0.50000 
           1     0.50000      COMB14         Max      0.2175     41.0287         1-2     0.00000 
           1     1.00000      COMB14         Max      0.2958      2.3085         1-2     0.50000 
           1     1.00000      COMB14         Max      0.2958      2.3085         1-3     0.00000 
           1     1.25000      COMB14         Max      0.2515    -10.1498         1-3     0.25000 
           1     1.50000      COMB14         Max      0.2156    -23.1199         1-3     0.50000 
           1     1.50000      COMB14         Max      0.2156    -23.1199         1-4     0.00000 
           1     2.00000      COMB14         Max      0.1650    -36.0123         1-4     0.50000 
           1     2.00000      COMB14         Max      0.1650    -36.0123         1-5     0.00000 
           1     2.35000      COMB14         Max      0.3242    -36.2808         1-5     0.35000 
           1     0.15000      COMB14         Min     -0.1224     72.1214         1-1     0.15000 
           1     0.50000      COMB14         Min     -0.2094     37.8717         1-1     0.50000 
           1     0.50000      COMB14         Min     -0.2094     37.8717         1-2     0.00000 
           1     1.00000      COMB14         Min     -0.2906      1.5019         1-2     0.50000 
           1     1.00000      COMB14         Min     -0.2906      1.5019         1-3     0.00000 
           1     1.25000      COMB14         Min     -0.2477    -10.3863         1-3     0.25000 
           1     1.50000      COMB14         Min     -0.2132    -24.3970         1-3     0.50000 
           1     1.50000      COMB14         Min     -0.2132    -24.3970         1-4     0.00000 
           1     2.00000      COMB14         Min     -0.1654    -39.1064         1-4     0.50000 
           1     2.00000      COMB14         Min     -0.1654    -39.1064         1-5     0.00000 
           1     2.35000      COMB14         Min     -0.3266    -40.4613         1-5     0.35000 
           1     0.15000         INV         Max      0.1324     81.4896         1-1     0.15000 
           1     0.50000         INV         Max      0.2175     44.1040         1-1     0.50000 
           1     0.50000         INV         Max      0.2175     44.1040         1-2     0.00000 
           1     1.00000         INV         Max      0.2958      3.4254         1-2     0.50000 
           1     1.00000         INV         Max      0.2958      3.4254         1-3     0.00000 
           1     1.25000         INV         Max      0.2515     -8.6287         1-3     0.25000 
           1     1.50000         INV         Max      0.2156    -18.3936         1-3     0.50000 
           1     1.50000         INV         Max      0.2156    -18.3936         1-4     0.00000 
           1     2.00000         INV         Max      0.1650    -26.5995         1-4     0.50000 
           1     2.00000         INV         Max      0.1650    -26.5995         1-5     0.00000 
           1     2.35000         INV         Max      0.3242    -24.7911         1-5     0.35000 
           1     0.15000         INV         Min     -0.1224     55.3928         1-1     0.15000 
           1     0.50000         INV         Min     -0.2094     28.0517         1-1     0.50000 
           1     0.50000         INV         Min     -0.2094     28.0517         1-2     0.00000 
           1     1.00000         INV         Min     -0.2906     -0.1809         1-2     0.50000 
           1     1.00000         INV         Min     -0.2906     -0.1809         1-3     0.00000 
           1     1.25000         INV         Min     -0.2477    -10.3863         1-3     0.25000 
           1     1.50000         INV         Min     -0.2132    -25.3375         1-3     0.50000 
           1     1.50000         INV         Min     -0.2132    -25.3375         1-4     0.00000 
           1     2.00000         INV         Min     -0.1654    -42.2053         1-4     0.50000 
           1     2.00000         INV         Min     -0.1654    -42.2053         1-5     0.00000 
           1     2.35000         INV         Min     -0.3266    -45.1425         1-5     0.35000 
           2     0.15000          PP              -7.945E-05     20.5464         2-1     0.15000 
           2     0.50000          PP              -6.459E-05      6.0158         2-1     0.50000 
           2     0.50000          PP              -6.459E-05      6.0158         2-2     0.00000 
           2     1.00000          PP              -4.335E-05     -5.8540         2-2     0.50000 
           2     1.00000          PP              -4.335E-05     -5.8540         2-3     0.00000 
           2     1.25000          PP              -3.273E-05     -7.1467         2-3     0.25000 
           2     1.50000          PP              -2.211E-05     -9.4441         2-3     0.50000 
           2     1.50000          PP              -2.211E-05     -9.4441         2-4     0.00000 
           2     2.00000          PP              -8.695E-07     -4.7569         2-4     0.50000 
           2     2.00000          PP              -8.695E-07     -4.7569         2-5     0.00000 
           2     2.35000          PP               1.400E-05      4.7408         2-5     0.35000 
           2     0.15000        PERM              -2.333E-04      4.0562         2-1     0.15000 
           2     0.50000        PERM              -2.746E-04      0.7069         2-1     0.50000 
           2     0.50000        PERM              -2.746E-04      0.7069         2-2     0.00000 
           2     1.00000        PERM              -3.336E-04     -1.7798         2-2     0.50000 
           2     1.00000        PERM              -3.336E-04     -1.7798         2-3     0.00000 
           2     1.25000        PERM              -3.631E-04     -1.8122         2-3     0.25000 
           2     1.50000        PERM              -3.926E-04     -2.1571         2-3     0.50000 
           2     1.50000        PERM              -3.926E-04     -2.1571         2-4     0.00000 
           2     2.00000        PERM              -4.516E-04     -0.4253         2-4     0.50000 
           2     2.00000        PERM              -4.516E-04     -0.4253         2-5     0.00000 
           2     2.35000        PERM              -4.930E-04      2.3951         2-5     0.35000 
           2     0.15000        NEVE              -1.596E-04      2.7595         2-1     0.15000 
           2     0.50000        NEVE              -1.879E-04      0.5576         2-1     0.50000 
           2     0.50000        NEVE              -1.879E-04      0.5576         2-2     0.00000 
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           2     1.00000        NEVE              -2.283E-04     -1.1438         2-2     0.50000 
           2     1.00000        NEVE              -2.283E-04     -1.1438         2-3     0.00000 
           2     1.25000        NEVE              -2.485E-04     -1.2729         2-3     0.25000 
           2     1.50000        NEVE              -2.686E-04     -1.4019         2-3     0.50000 
           2     1.50000        NEVE              -2.686E-04     -1.4019         2-4     0.00000 
           2     2.00000        NEVE              -3.090E-04     -0.2170         2-4     0.50000 
           2     2.00000        NEVE              -3.090E-04     -0.2170         2-5     0.00000 
           2     2.35000        NEVE              -3.373E-04      1.6230         2-5     0.35000 
           2     0.15000      VENTOX               3.971E-05     -0.3429         2-1     0.15000 
           2     0.50000      VENTOX               4.645E-05      0.0907         2-1     0.50000 
           2     0.50000      VENTOX               4.645E-05      0.0907         2-2     0.00000 
           2     1.00000      VENTOX               5.607E-05      0.3563         2-2     0.50000 
           2     1.00000      VENTOX               5.607E-05      0.3563         2-3     0.00000 
           2     1.25000      VENTOX               6.089E-05      0.3121         2-3     0.25000 
           2     1.50000      VENTOX               6.570E-05      0.2680         2-3     0.50000 
           2     1.50000      VENTOX               6.570E-05      0.2680         2-4     0.00000 
           2     2.00000      VENTOX               7.532E-05     -0.1743         2-4     0.50000 
           2     2.00000      VENTOX               7.532E-05     -0.1743         2-5     0.00000 
           2     2.35000      VENTOX               8.206E-05     -0.7318         2-5     0.35000 
           2     0.15000      VENTOY                 -0.0015     -1.7113         2-1     0.15000 
           2     0.50000      VENTOY                 -0.0015     -0.8009         2-1     0.50000 
           2     0.50000      VENTOY                 -0.0015     -0.8009         2-2     0.00000 
           2     1.00000      VENTOY                 -0.0014      0.1003         2-2     0.50000 
           2     1.00000      VENTOY                 -0.0014      0.1003         2-3     0.00000 
           2     1.25000      VENTOY                 -0.0013      0.3516         2-3     0.25000 
           2     1.50000      VENTOY                 -0.0013      0.6028         2-3     0.50000 
           2     1.50000      VENTOY                 -0.0013      0.6028         2-4     0.00000 
           2     2.00000      VENTOY                 -0.0012      0.7068         2-4     0.50000 
           2     2.00000      VENTOY                 -0.0012      0.7068         2-5     0.00000 
           2     2.35000      VENTOY                 -0.0011      0.5009         2-5     0.35000 
           2     0.15000      SISMAX         Max      0.0229      5.7557         2-1     0.15000 
           2     0.50000      SISMAX         Max      0.0149      3.8992         2-1     0.50000 
           2     0.50000      SISMAX         Max      0.0149      3.8992         2-2     0.00000 
           2     1.00000      SISMAX         Max      0.0207      1.2755         2-2     0.50000 
           2     1.00000      SISMAX         Max      0.0207      1.2755         2-3     0.00000 
           2     1.25000      SISMAX         Max      0.0197      0.0229         2-3     0.25000 
           2     1.50000      SISMAX         Max      0.0199      1.3213         2-3     0.50000 
           2     1.50000      SISMAX         Max      0.0199      1.3213         2-4     0.00000 
           2     2.00000      SISMAX         Max      0.0146      3.8931         2-4     0.50000 
           2     2.00000      SISMAX         Max      0.0146      3.8931         2-5     0.00000 
           2     2.35000      SISMAX         Max      0.0249      5.6768         2-5     0.35000 
           2     0.15000      SISMAY         Max      0.2934      2.7752         2-1     0.15000 
           2     0.50000      SISMAY         Max      0.1305      1.7727         2-1     0.50000 
           2     0.50000      SISMAY         Max      0.1305      1.7727         2-2     0.00000 
           2     1.00000      SISMAY         Max      0.3027      0.4720         2-2     0.50000 
           2     1.00000      SISMAY         Max      0.3027      0.4720         2-3     0.00000 
           2     1.25000      SISMAY         Max      0.2808      0.1157         2-3     0.25000 
           2     1.50000      SISMAY         Max      0.2633      0.7001         2-3     0.50000 
           2     1.50000      SISMAY         Max      0.2633      0.7001         2-4     0.00000 
           2     2.00000      SISMAY         Max      0.1417      1.7422         2-4     0.50000 
           2     2.00000      SISMAY         Max      0.1417      1.7422         2-5     0.00000 
           2     2.35000      SISMAY         Max      0.3989      2.3823         2-5     0.35000 
           2     0.15000        TERM              -6.231E-05      4.9498         2-1     0.15000 
           2     0.50000        TERM              -5.100E-05      3.3714         2-1     0.50000 
           2     0.50000        TERM              -5.100E-05      3.3714         2-2     0.00000 
           2     1.00000        TERM              -3.484E-05      1.1212         2-2     0.50000 
           2     1.00000        TERM              -3.484E-05      1.1212         2-3     0.00000 
           2     1.25000        TERM              -2.677E-05     -0.0022         2-3     0.25000 
           2     1.50000        TERM              -1.869E-05     -1.1256         2-3     0.50000 
           2     1.50000        TERM              -1.869E-05     -1.1256         2-4     0.00000 
           2     2.00000        TERM              -2.529E-06     -3.3708         2-4     0.50000 
           2     2.00000        TERM              -2.529E-06     -3.3708         2-5     0.00000 
           2     2.35000        TERM               8.781E-06     -4.9422         2-5     0.35000 
           2     0.15000       COMB1         Max  -3.751E-04     29.5525         2-1     0.15000 
           2     0.50000       COMB1         Max  -3.902E-04     10.0940         2-1     0.50000 
           2     0.50000       COMB1         Max  -3.902E-04     10.0940         2-2     0.00000 
           2     1.00000       COMB1         Max  -4.118E-04     -6.5126         2-2     0.50000 
           2     1.00000       COMB1         Max  -4.118E-04     -6.5126         2-3     0.00000 
           2     1.25000       COMB1         Max  -4.226E-04     -8.9611         2-3     0.25000 
           2     1.50000       COMB1         Max  -4.334E-04    -12.7268         2-3     0.50000 
           2     1.50000       COMB1         Max  -4.334E-04    -12.7268         2-4     0.00000 
           2     2.00000       COMB1         Max  -4.550E-04     -8.5530         2-4     0.50000 
           2     2.00000       COMB1         Max  -4.550E-04     -8.5530         2-5     0.00000 
           2     2.35000       COMB1         Max  -4.702E-04      2.1937         2-5     0.35000 
           2     0.15000       COMB1         Min  -3.751E-04     29.5525         2-1     0.15000 
           2     0.50000       COMB1         Min  -3.902E-04     10.0940         2-1     0.50000 
           2     0.50000       COMB1         Min  -3.902E-04     10.0940         2-2     0.00000 
           2     1.00000       COMB1         Min  -4.118E-04     -6.5126         2-2     0.50000 
           2     1.00000       COMB1         Min  -4.118E-04     -6.5126         2-3     0.00000 
           2     1.25000       COMB1         Min  -4.226E-04     -8.9611         2-3     0.25000 
           2     1.50000       COMB1         Min  -4.334E-04    -12.7268         2-3     0.50000 
           2     1.50000       COMB1         Min  -4.334E-04    -12.7268         2-4     0.00000 
           2     2.00000       COMB1         Min  -4.550E-04     -8.5530         2-4     0.50000 
           2     2.00000       COMB1         Min  -4.550E-04     -8.5530         2-5     0.00000 
           2     2.35000       COMB1         Min  -4.702E-04      2.1937         2-5     0.35000 
           2     0.15000       COMB2         Max  -5.347E-04     32.3120         2-1     0.15000 
           2     0.50000       COMB2         Max  -5.781E-04     10.6517         2-1     0.50000 
           2     0.50000       COMB2         Max  -5.781E-04     10.6517         2-2     0.00000 
           2     1.00000       COMB2         Max  -6.401E-04     -7.6564         2-2     0.50000 
           2     1.00000       COMB2         Max  -6.401E-04     -7.6564         2-3     0.00000 
           2     1.25000       COMB2         Max  -6.711E-04    -10.2340         2-3     0.25000 
           2     1.50000       COMB2         Max  -7.021E-04    -14.1287         2-3     0.50000 
           2     1.50000       COMB2         Max  -7.021E-04    -14.1287         2-4     0.00000 
           2     2.00000       COMB2         Max  -7.641E-04     -8.7699         2-4     0.50000 
           2     2.00000       COMB2         Max  -7.641E-04     -8.7699         2-5     0.00000 
           2     2.35000       COMB2         Max  -8.075E-04      3.8167         2-5     0.35000 
           2     0.15000       COMB2         Min  -5.347E-04     32.3120         2-1     0.15000 
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           2     0.50000       COMB2         Min  -5.781E-04     10.6517         2-1     0.50000 
           2     0.50000       COMB2         Min  -5.781E-04     10.6517         2-2     0.00000 
           2     1.00000       COMB2         Min  -6.401E-04     -7.6564         2-2     0.50000 
           2     1.00000       COMB2         Min  -6.401E-04     -7.6564         2-3     0.00000 
           2     1.25000       COMB2         Min  -6.711E-04    -10.2340         2-3     0.25000 
           2     1.50000       COMB2         Min  -7.021E-04    -14.1287         2-3     0.50000 
           2     1.50000       COMB2         Min  -7.021E-04    -14.1287         2-4     0.00000 
           2     2.00000       COMB2         Min  -7.641E-04     -8.7699         2-4     0.50000 
           2     2.00000       COMB2         Min  -7.641E-04     -8.7699         2-5     0.00000 
           2     2.35000       COMB2         Min  -8.075E-04      3.8167         2-5     0.35000 
           2     0.15000       COMB3         Max  -3.354E-04     29.2096         2-1     0.15000 
           2     0.50000       COMB3         Max  -3.438E-04     10.1848         2-1     0.50000 
           2     0.50000       COMB3         Max  -3.438E-04     10.1848         2-2     0.00000 
           2     1.00000       COMB3         Max  -3.557E-04     -6.1563         2-2     0.50000 
           2     1.00000       COMB3         Max  -3.557E-04     -6.1563         2-3     0.00000 
           2     1.25000       COMB3         Max  -3.617E-04     -8.6490         2-3     0.25000 
           2     1.50000       COMB3         Max  -3.677E-04    -12.4588         2-3     0.50000 
           2     1.50000       COMB3         Max  -3.677E-04    -12.4588         2-4     0.00000 
           2     2.00000       COMB3         Max  -3.797E-04     -8.7272         2-4     0.50000 
           2     2.00000       COMB3         Max  -3.797E-04     -8.7272         2-5     0.00000 
           2     2.35000       COMB3         Max  -3.881E-04      1.4620         2-5     0.35000 
           2     0.15000       COMB3         Min  -3.354E-04     29.2096         2-1     0.15000 
           2     0.50000       COMB3         Min  -3.438E-04     10.1848         2-1     0.50000 
           2     0.50000       COMB3         Min  -3.438E-04     10.1848         2-2     0.00000 
           2     1.00000       COMB3         Min  -3.557E-04     -6.1563         2-2     0.50000 
           2     1.00000       COMB3         Min  -3.557E-04     -6.1563         2-3     0.00000 
           2     1.25000       COMB3         Min  -3.617E-04     -8.6490         2-3     0.25000 
           2     1.50000       COMB3         Min  -3.677E-04    -12.4588         2-3     0.50000 
           2     1.50000       COMB3         Min  -3.677E-04    -12.4588         2-4     0.00000 
           2     2.00000       COMB3         Min  -3.797E-04     -8.7272         2-4     0.50000 
           2     2.00000       COMB3         Min  -3.797E-04     -8.7272         2-5     0.00000 
           2     2.35000       COMB3         Min  -3.881E-04      1.4620         2-5     0.35000 
           2     0.15000       COMB4         Max     -0.0019     27.8412         2-1     0.15000 
           2     0.50000       COMB4         Max     -0.0018      9.2931         2-1     0.50000 
           2     0.50000       COMB4         Max     -0.0018      9.2931         2-2     0.00000 
           2     1.00000       COMB4         Max     -0.0018     -6.4123         2-2     0.50000 
           2     1.00000       COMB4         Max     -0.0018     -6.4123         2-3     0.00000 
           2     1.25000       COMB4         Max     -0.0018     -8.6096         2-3     0.25000 
           2     1.50000       COMB4         Max     -0.0017    -12.1240         2-3     0.50000 
           2     1.50000       COMB4         Max     -0.0017    -12.1240         2-4     0.00000 
           2     2.00000       COMB4         Max     -0.0017     -7.8461         2-4     0.50000 
           2     2.00000       COMB4         Max     -0.0017     -7.8461         2-5     0.00000 
           2     2.35000       COMB4         Max     -0.0016      2.6946         2-5     0.35000 
           2     0.15000       COMB4         Min     -0.0019     27.8412         2-1     0.15000 
           2     0.50000       COMB4         Min     -0.0018      9.2931         2-1     0.50000 
           2     0.50000       COMB4         Min     -0.0018      9.2931         2-2     0.00000 
           2     1.00000       COMB4         Min     -0.0018     -6.4123         2-2     0.50000 
           2     1.00000       COMB4         Min     -0.0018     -6.4123         2-3     0.00000 
           2     1.25000       COMB4         Min     -0.0018     -8.6096         2-3     0.25000 
           2     1.50000       COMB4         Min     -0.0017    -12.1240         2-3     0.50000 
           2     1.50000       COMB4         Min     -0.0017    -12.1240         2-4     0.00000 
           2     2.00000       COMB4         Min     -0.0017     -7.8461         2-4     0.50000 
           2     2.00000       COMB4         Min     -0.0017     -7.8461         2-5     0.00000 
           2     2.35000       COMB4         Min     -0.0016      2.6946         2-5     0.35000 
           2     0.15000       COMB5         Max  -4.950E-04     31.9690         2-1     0.15000 
           2     0.50000       COMB5         Max  -5.317E-04     10.7424         2-1     0.50000 
           2     0.50000       COMB5         Max  -5.317E-04     10.7424         2-2     0.00000 
           2     1.00000       COMB5         Max  -5.840E-04     -7.3001         2-2     0.50000 
           2     1.00000       COMB5         Max  -5.840E-04     -7.3001         2-3     0.00000 
           2     1.25000       COMB5         Max  -6.102E-04     -9.9219         2-3     0.25000 
           2     1.50000       COMB5         Max  -6.364E-04    -13.8608         2-3     0.50000 
           2     1.50000       COMB5         Max  -6.364E-04    -13.8608         2-4     0.00000 
           2     2.00000       COMB5         Max  -6.887E-04     -8.9442         2-4     0.50000 
           2     2.00000       COMB5         Max  -6.887E-04     -8.9442         2-5     0.00000 
           2     2.35000       COMB5         Max  -7.254E-04      3.0849         2-5     0.35000 
           2     0.15000       COMB5         Min  -4.950E-04     31.9690         2-1     0.15000 
           2     0.50000       COMB5         Min  -5.317E-04     10.7424         2-1     0.50000 
           2     0.50000       COMB5         Min  -5.317E-04     10.7424         2-2     0.00000 
           2     1.00000       COMB5         Min  -5.840E-04     -7.3001         2-2     0.50000 
           2     1.00000       COMB5         Min  -5.840E-04     -7.3001         2-3     0.00000 
           2     1.25000       COMB5         Min  -6.102E-04     -9.9219         2-3     0.25000 
           2     1.50000       COMB5         Min  -6.364E-04    -13.8608         2-3     0.50000 
           2     1.50000       COMB5         Min  -6.364E-04    -13.8608         2-4     0.00000 
           2     2.00000       COMB5         Min  -6.887E-04     -8.9442         2-4     0.50000 
           2     2.00000       COMB5         Min  -6.887E-04     -8.9442         2-5     0.00000 
           2     2.35000       COMB5         Min  -7.254E-04      3.0849         2-5     0.35000 
           2     0.15000       COMB6         Max     -0.0021     30.6007         2-1     0.15000 
           2     0.50000       COMB6         Max     -0.0020      9.8508         2-1     0.50000 
           2     0.50000       COMB6         Max     -0.0020      9.8508         2-2     0.00000 
           2     1.00000       COMB6         Max     -0.0020     -7.5561         2-2     0.50000 
           2     1.00000       COMB6         Max     -0.0020     -7.5561         2-3     0.00000 
           2     1.25000       COMB6         Max     -0.0020     -9.8824         2-3     0.25000 
           2     1.50000       COMB6         Max     -0.0020    -13.5259         2-3     0.50000 
           2     1.50000       COMB6         Max     -0.0020    -13.5259         2-4     0.00000 
           2     2.00000       COMB6         Max     -0.0020     -8.0631         2-4     0.50000 
           2     2.00000       COMB6         Max     -0.0020     -8.0631         2-5     0.00000 
           2     2.35000       COMB6         Max     -0.0019      4.3175         2-5     0.35000 
           2     0.15000       COMB6         Min     -0.0021     30.6007         2-1     0.15000 
           2     0.50000       COMB6         Min     -0.0020      9.8508         2-1     0.50000 
           2     0.50000       COMB6         Min     -0.0020      9.8508         2-2     0.00000 
           2     1.00000       COMB6         Min     -0.0020     -7.5561         2-2     0.50000 
           2     1.00000       COMB6         Min     -0.0020     -7.5561         2-3     0.00000 
           2     1.25000       COMB6         Min     -0.0020     -9.8824         2-3     0.25000 
           2     1.50000       COMB6         Min     -0.0020    -13.5259         2-3     0.50000 
           2     1.50000       COMB6         Min     -0.0020    -13.5259         2-4     0.00000 
           2     2.00000       COMB6         Min     -0.0020     -8.0631         2-4     0.50000 
           2     2.00000       COMB6         Min     -0.0020     -8.0631         2-5     0.00000 
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           2     2.35000       COMB6         Min     -0.0019      4.3175         2-5     0.35000 
           2     0.15000       COMB7         Max  -2.505E-04     19.6528         2-1     0.15000 
           2     0.50000       COMB7         Max  -2.882E-04      3.3513         2-1     0.50000 
           2     0.50000       COMB7         Max  -2.882E-04      3.3513         2-2     0.00000 
           2     1.00000       COMB7         Max  -3.421E-04     -8.7550         2-2     0.50000 
           2     1.00000       COMB7         Max  -3.421E-04     -8.7550         2-3     0.00000 
           2     1.25000       COMB7         Max  -3.691E-04     -8.9567         2-3     0.25000 
           2     1.50000       COMB7         Max  -3.961E-04    -10.4755         2-3     0.50000 
           2     1.50000       COMB7         Max  -3.961E-04    -10.4755         2-4     0.00000 
           2     2.00000       COMB7         Max  -4.500E-04     -1.8114         2-4     0.50000 
           2     2.00000       COMB7         Max  -4.500E-04     -1.8114         2-5     0.00000 
           2     2.35000       COMB7         Max  -4.877E-04     12.0781         2-5     0.35000 
           2     0.15000       COMB7         Min  -2.505E-04     19.6528         2-1     0.15000 
           2     0.50000       COMB7         Min  -2.882E-04      3.3513         2-1     0.50000 
           2     0.50000       COMB7         Min  -2.882E-04      3.3513         2-2     0.00000 
           2     1.00000       COMB7         Min  -3.421E-04     -8.7550         2-2     0.50000 
           2     1.00000       COMB7         Min  -3.421E-04     -8.7550         2-3     0.00000 
           2     1.25000       COMB7         Min  -3.691E-04     -8.9567         2-3     0.25000 
           2     1.50000       COMB7         Min  -3.961E-04    -10.4755         2-3     0.50000 
           2     1.50000       COMB7         Min  -3.961E-04    -10.4755         2-4     0.00000 
           2     2.00000       COMB7         Min  -4.500E-04     -1.8114         2-4     0.50000 
           2     2.00000       COMB7         Min  -4.500E-04     -1.8114         2-5     0.00000 
           2     2.35000       COMB7         Min  -4.877E-04     12.0781         2-5     0.35000 
           2     0.15000       COMB8         Max  -4.101E-04     22.4123         2-1     0.15000 
           2     0.50000       COMB8         Max  -4.761E-04      3.9089         2-1     0.50000 
           2     0.50000       COMB8         Max  -4.761E-04      3.9089         2-2     0.00000 
           2     1.00000       COMB8         Max  -5.704E-04     -9.8988         2-2     0.50000 
           2     1.00000       COMB8         Max  -5.704E-04     -9.8988         2-3     0.00000 
           2     1.25000       COMB8         Max  -6.176E-04    -10.2296         2-3     0.25000 
           2     1.50000       COMB8         Max  -6.647E-04    -11.8775         2-3     0.50000 
           2     1.50000       COMB8         Max  -6.647E-04    -11.8775         2-4     0.00000 
           2     2.00000       COMB8         Max  -7.590E-04     -2.0284         2-4     0.50000 
           2     2.00000       COMB8         Max  -7.590E-04     -2.0284         2-5     0.00000 
           2     2.35000       COMB8         Max  -8.250E-04     13.7011         2-5     0.35000 
           2     0.15000       COMB8         Min  -4.101E-04     22.4123         2-1     0.15000 
           2     0.50000       COMB8         Min  -4.761E-04      3.9089         2-1     0.50000 
           2     0.50000       COMB8         Min  -4.761E-04      3.9089         2-2     0.00000 
           2     1.00000       COMB8         Min  -5.704E-04     -9.8988         2-2     0.50000 
           2     1.00000       COMB8         Min  -5.704E-04     -9.8988         2-3     0.00000 
           2     1.25000       COMB8         Min  -6.176E-04    -10.2296         2-3     0.25000 
           2     1.50000       COMB8         Min  -6.647E-04    -11.8775         2-3     0.50000 
           2     1.50000       COMB8         Min  -6.647E-04    -11.8775         2-4     0.00000 
           2     2.00000       COMB8         Min  -7.590E-04     -2.0284         2-4     0.50000 
           2     2.00000       COMB8         Min  -7.590E-04     -2.0284         2-5     0.00000 
           2     2.35000       COMB8         Min  -8.250E-04     13.7011         2-5     0.35000 
           2     0.15000       COMB9         Max  -2.107E-04     19.3099         2-1     0.15000 
           2     0.50000       COMB9         Max  -2.418E-04      3.4420         2-1     0.50000 
           2     0.50000       COMB9         Max  -2.418E-04      3.4420         2-2     0.00000 
           2     1.00000       COMB9         Max  -2.861E-04     -8.3987         2-2     0.50000 
           2     1.00000       COMB9         Max  -2.861E-04     -8.3987         2-3     0.00000 
           2     1.25000       COMB9         Max  -3.082E-04     -8.6445         2-3     0.25000 
           2     1.50000       COMB9         Max  -3.304E-04    -10.2075         2-3     0.50000 
           2     1.50000       COMB9         Max  -3.304E-04    -10.2075         2-4     0.00000 
           2     2.00000       COMB9         Max  -3.747E-04     -1.9857         2-4     0.50000 
           2     2.00000       COMB9         Max  -3.747E-04     -1.9857         2-5     0.00000 
           2     2.35000       COMB9         Max  -4.057E-04     11.3464         2-5     0.35000 
           2     0.15000       COMB9         Min  -2.107E-04     19.3099         2-1     0.15000 
           2     0.50000       COMB9         Min  -2.418E-04      3.4420         2-1     0.50000 
           2     0.50000       COMB9         Min  -2.418E-04      3.4420         2-2     0.00000 
           2     1.00000       COMB9         Min  -2.861E-04     -8.3987         2-2     0.50000 
           2     1.00000       COMB9         Min  -2.861E-04     -8.3987         2-3     0.00000 
           2     1.25000       COMB9         Min  -3.082E-04     -8.6445         2-3     0.25000 
           2     1.50000       COMB9         Min  -3.304E-04    -10.2075         2-3     0.50000 
           2     1.50000       COMB9         Min  -3.304E-04    -10.2075         2-4     0.00000 
           2     2.00000       COMB9         Min  -3.747E-04     -1.9857         2-4     0.50000 
           2     2.00000       COMB9         Min  -3.747E-04     -1.9857         2-5     0.00000 
           2     2.35000       COMB9         Min  -4.057E-04     11.3464         2-5     0.35000 
           2     0.15000      COMB10         Max     -0.0018     17.9415         2-1     0.15000 
           2     0.50000      COMB10         Max     -0.0017      2.5504         2-1     0.50000 
           2     0.50000      COMB10         Max     -0.0017      2.5504         2-2     0.00000 
           2     1.00000      COMB10         Max     -0.0017     -8.6547         2-2     0.50000 
           2     1.00000      COMB10         Max     -0.0017     -8.6547         2-3     0.00000 
           2     1.25000      COMB10         Max     -0.0017     -8.6051         2-3     0.25000 
           2     1.50000      COMB10         Max     -0.0017     -9.8727         2-3     0.50000 
           2     1.50000      COMB10         Max     -0.0017     -9.8727         2-4     0.00000 
           2     2.00000      COMB10         Max     -0.0017     -1.1046         2-4     0.50000 
           2     2.00000      COMB10         Max     -0.0017     -1.1046         2-5     0.00000 
           2     2.35000      COMB10         Max     -0.0016     12.5790         2-5     0.35000 
           2     0.15000      COMB10         Min     -0.0018     17.9415         2-1     0.15000 
           2     0.50000      COMB10         Min     -0.0017      2.5504         2-1     0.50000 
           2     0.50000      COMB10         Min     -0.0017      2.5504         2-2     0.00000 
           2     1.00000      COMB10         Min     -0.0017     -8.6547         2-2     0.50000 
           2     1.00000      COMB10         Min     -0.0017     -8.6547         2-3     0.00000 
           2     1.25000      COMB10         Min     -0.0017     -8.6051         2-3     0.25000 
           2     1.50000      COMB10         Min     -0.0017     -9.8727         2-3     0.50000 
           2     1.50000      COMB10         Min     -0.0017     -9.8727         2-4     0.00000 
           2     2.00000      COMB10         Min     -0.0017     -1.1046         2-4     0.50000 
           2     2.00000      COMB10         Min     -0.0017     -1.1046         2-5     0.00000 
           2     2.35000      COMB10         Min     -0.0016     12.5790         2-5     0.35000 
           2     0.15000      COMB11         Max  -3.704E-04     22.0694         2-1     0.15000 
           2     0.50000      COMB11         Max  -4.297E-04      3.9997         2-1     0.50000 
           2     0.50000      COMB11         Max  -4.297E-04      3.9997         2-2     0.00000 
           2     1.00000      COMB11         Max  -5.143E-04     -9.5425         2-2     0.50000 
           2     1.00000      COMB11         Max  -5.143E-04     -9.5425         2-3     0.00000 
           2     1.25000      COMB11         Max  -5.567E-04     -9.9174         2-3     0.25000 
           2     1.50000      COMB11         Max  -5.990E-04    -11.6095         2-3     0.50000 
           2     1.50000      COMB11         Max  -5.990E-04    -11.6095         2-4     0.00000 
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           2     2.00000      COMB11         Max  -6.837E-04     -2.2027         2-4     0.50000 
           2     2.00000      COMB11         Max  -6.837E-04     -2.2027         2-5     0.00000 
           2     2.35000      COMB11         Max  -7.430E-04     12.9693         2-5     0.35000 
           2     0.15000      COMB11         Min  -3.704E-04     22.0694         2-1     0.15000 
           2     0.50000      COMB11         Min  -4.297E-04      3.9997         2-1     0.50000 
           2     0.50000      COMB11         Min  -4.297E-04      3.9997         2-2     0.00000 
           2     1.00000      COMB11         Min  -5.143E-04     -9.5425         2-2     0.50000 
           2     1.00000      COMB11         Min  -5.143E-04     -9.5425         2-3     0.00000 
           2     1.25000      COMB11         Min  -5.567E-04     -9.9174         2-3     0.25000 
           2     1.50000      COMB11         Min  -5.990E-04    -11.6095         2-3     0.50000 
           2     1.50000      COMB11         Min  -5.990E-04    -11.6095         2-4     0.00000 
           2     2.00000      COMB11         Min  -6.837E-04     -2.2027         2-4     0.50000 
           2     2.00000      COMB11         Min  -6.837E-04     -2.2027         2-5     0.00000 
           2     2.35000      COMB11         Min  -7.430E-04     12.9693         2-5     0.35000 
           2     0.15000      COMB12         Max     -0.0019     20.7010         2-1     0.15000 
           2     0.50000      COMB12         Max     -0.0019      3.1080         2-1     0.50000 
           2     0.50000      COMB12         Max     -0.0019      3.1080         2-2     0.00000 
           2     1.00000      COMB12         Max     -0.0019     -9.7985         2-2     0.50000 
           2     1.00000      COMB12         Max     -0.0019     -9.7985         2-3     0.00000 
           2     1.25000      COMB12         Max     -0.0019     -9.8780         2-3     0.25000 
           2     1.50000      COMB12         Max     -0.0020    -11.2747         2-3     0.50000 
           2     1.50000      COMB12         Max     -0.0020    -11.2747         2-4     0.00000 
           2     2.00000      COMB12         Max     -0.0020     -1.3215         2-4     0.50000 
           2     2.00000      COMB12         Max     -0.0020     -1.3215         2-5     0.00000 
           2     2.35000      COMB12         Max     -0.0020     14.2019         2-5     0.35000 
           2     0.15000      COMB12         Min     -0.0019     20.7010         2-1     0.15000 
           2     0.50000      COMB12         Min     -0.0019      3.1080         2-1     0.50000 
           2     0.50000      COMB12         Min     -0.0019      3.1080         2-2     0.00000 
           2     1.00000      COMB12         Min     -0.0019     -9.7985         2-2     0.50000 
           2     1.00000      COMB12         Min     -0.0019     -9.7985         2-3     0.00000 
           2     1.25000      COMB12         Min     -0.0019     -9.8780         2-3     0.25000 
           2     1.50000      COMB12         Min     -0.0020    -11.2747         2-3     0.50000 
           2     1.50000      COMB12         Min     -0.0020    -11.2747         2-4     0.00000 
           2     2.00000      COMB12         Min     -0.0020     -1.3215         2-4     0.50000 
           2     2.00000      COMB12         Min     -0.0020     -1.3215         2-5     0.00000 
           2     2.35000      COMB12         Min     -0.0020     14.2019         2-5     0.35000 
           2     0.15000      COMB13         Max      0.0224     33.1178         2-1     0.15000 
           2     0.50000      COMB13         Max      0.0144     11.1795         2-1     0.50000 
           2     0.50000      COMB13         Max      0.0144     11.1795         2-2     0.00000 
           2     1.00000      COMB13         Max      0.0201     -7.5021         2-2     0.50000 
           2     1.00000      COMB13         Max      0.0201     -7.5021         2-3     0.00000 
           2     1.25000      COMB13         Max      0.0191    -10.2088         2-3     0.25000 
           2     1.50000      COMB13         Max      0.0192    -11.6818         2-3     0.50000 
           2     1.50000      COMB13         Max      0.0192    -11.6818         2-4     0.00000 
           2     2.00000      COMB13         Max      0.0138     -1.5061         2-4     0.50000 
           2     2.00000      COMB13         Max      0.0138     -1.5061         2-5     0.00000 
           2     2.35000      COMB13         Max      0.0240     14.4357         2-5     0.35000 
           2     0.15000      COMB13         Min     -0.0234     21.6064         2-1     0.15000 
           2     0.50000      COMB13         Min     -0.0155      3.3811         2-1     0.50000 
           2     0.50000      COMB13         Min     -0.0155      3.3811         2-2     0.00000 
           2     1.00000      COMB13         Min     -0.0213    -10.0531         2-2     0.50000 
           2     1.00000      COMB13         Min     -0.0213    -10.0531         2-3     0.00000 
           2     1.25000      COMB13         Min     -0.0204    -10.2547         2-3     0.25000 
           2     1.50000      COMB13         Min     -0.0206    -14.3244         2-3     0.50000 
           2     1.50000      COMB13         Min     -0.0206    -14.3244         2-4     0.00000 
           2     2.00000      COMB13         Min     -0.0154     -9.2922         2-4     0.50000 
           2     2.00000      COMB13         Min     -0.0154     -9.2922         2-5     0.00000 
           2     2.35000      COMB13         Min     -0.0257      3.0821         2-5     0.35000 
           2     0.15000      COMB14         Max      0.2929     30.1373         2-1     0.15000 
           2     0.50000      COMB14         Max      0.1300      9.0531         2-1     0.50000 
           2     0.50000      COMB14         Max      0.1300      9.0531         2-2     0.00000 
           2     1.00000      COMB14         Max      0.3021     -8.3057         2-2     0.50000 
           2     1.00000      COMB14         Max      0.3021     -8.3057         2-3     0.00000 
           2     1.25000      COMB14         Max      0.2801    -10.1161         2-3     0.25000 
           2     1.50000      COMB14         Max      0.2627    -12.3030         2-3     0.50000 
           2     1.50000      COMB14         Max      0.2627    -12.3030         2-4     0.00000 
           2     2.00000      COMB14         Max      0.1410     -3.6569         2-4     0.50000 
           2     2.00000      COMB14         Max      0.1410     -3.6569         2-5     0.00000 
           2     2.35000      COMB14         Max      0.3981     11.1412         2-5     0.35000 
           2     0.15000      COMB14         Min     -0.2939     24.5869         2-1     0.15000 
           2     0.50000      COMB14         Min     -0.1310      5.5076         2-1     0.50000 
           2     0.50000      COMB14         Min     -0.1310      5.5076         2-2     0.00000 
           2     1.00000      COMB14         Min     -0.3033     -9.2496         2-2     0.50000 
           2     1.00000      COMB14         Min     -0.3033     -9.2496         2-3     0.00000 
           2     1.25000      COMB14         Min     -0.2814    -10.3475         2-3     0.25000 
           2     1.50000      COMB14         Min     -0.2640    -13.7032         2-3     0.50000 
           2     1.50000      COMB14         Min     -0.2640    -13.7032         2-4     0.00000 
           2     2.00000      COMB14         Min     -0.1425     -7.1414         2-4     0.50000 
           2     2.00000      COMB14         Min     -0.1425     -7.1414         2-5     0.00000 
           2     2.35000      COMB14         Min     -0.3997      6.3766         2-5     0.35000 
           2     0.15000         INV         Max      0.2929     33.1178         2-1     0.15000 
           2     0.50000         INV         Max      0.1300     11.1795         2-1     0.50000 
           2     0.50000         INV         Max      0.1300     11.1795         2-2     0.00000 
           2     1.00000         INV         Max      0.3021     -6.1563         2-2     0.50000 
           2     1.00000         INV         Max      0.3021     -6.1563         2-3     0.00000 
           2     1.25000         INV         Max      0.2801     -8.6051         2-3     0.25000 
           2     1.50000         INV         Max      0.2627     -9.8727         2-3     0.50000 
           2     1.50000         INV         Max      0.2627     -9.8727         2-4     0.00000 
           2     2.00000         INV         Max      0.1410     -1.1046         2-4     0.50000 
           2     2.00000         INV         Max      0.1410     -1.1046         2-5     0.00000 
           2     2.35000         INV         Max      0.3981     14.4357         2-5     0.35000 
           2     0.15000         INV         Min     -0.2939     17.9415         2-1     0.15000 
           2     0.50000         INV         Min     -0.1310      2.5504         2-1     0.50000 
           2     0.50000         INV         Min     -0.1310      2.5504         2-2     0.00000 
           2     1.00000         INV         Min     -0.3033    -10.0531         2-2     0.50000 
           2     1.00000         INV         Min     -0.3033    -10.0531         2-3     0.00000 
           2     1.25000         INV         Min     -0.2814    -10.3475         2-3     0.25000 
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           2     1.50000         INV         Min     -0.2640    -14.3244         2-3     0.50000 
           2     1.50000         INV         Min     -0.2640    -14.3244         2-4     0.00000 
           2     2.00000         INV         Min     -0.1425     -9.2922         2-4     0.50000 
           2     2.00000         INV         Min     -0.1425     -9.2922         2-5     0.00000 
           2     2.35000         INV         Min     -0.3997      1.4620         2-5     0.35000 
           3     0.15000          PP               1.875E-05     51.8123         3-1     0.15000 
           3     0.50000          PP               1.563E-05     27.3527         3-1     0.50000 
           3     0.50000          PP               1.563E-05     27.3527         3-2     0.00000 
           3     1.00000          PP               1.116E-05      1.2837         3-2     0.50000 
           3     1.00000          PP               1.116E-05      1.2837         3-3     0.00000 
           3     1.25000          PP               8.928E-06     -7.1207         3-3     0.25000 
           3     1.50000          PP               6.695E-06    -16.5298         3-3     0.50000 
           3     1.50000          PP               6.695E-06    -16.5298         3-4     0.00000 
           3     2.00000          PP               2.228E-06    -26.1008         3-4     0.50000 
           3     2.00000          PP               2.228E-06    -26.1008         3-5     0.00000 
           3     2.35000          PP              -8.986E-07    -26.6145         3-5     0.35000 
           3     0.15000        PERM               6.564E-04     13.9631         3-1     0.15000 
           3     0.50000        PERM               5.253E-04      7.4658         3-1     0.50000 
           3     0.50000        PERM               5.253E-04      7.4658         3-2     0.00000 
           3     1.00000        PERM               3.380E-04      0.4793         3-2     0.50000 
           3     1.00000        PERM               3.380E-04      0.4793         3-3     0.00000 
           3     1.25000        PERM               2.444E-04     -1.8058         3-3     0.25000 
           3     1.50000        PERM               1.508E-04     -4.4034         3-3     0.50000 
           3     1.50000        PERM               1.508E-04     -4.4034         3-4     0.00000 
           3     2.00000        PERM              -3.650E-05     -7.1859         3-4     0.50000 
           3     2.00000        PERM              -3.650E-05     -7.1859         3-5     0.00000 
           3     2.35000        PERM              -1.676E-04     -7.5338         3-5     0.35000 
           3     0.15000        NEVE               4.491E-04      9.5379         3-1     0.15000 
           3     0.50000        NEVE               3.594E-04      5.1822         3-1     0.50000 
           3     0.50000        NEVE               3.594E-04      5.1822         3-2     0.00000 
           3     1.00000        NEVE               2.313E-04      0.4019         3-2     0.50000 
           3     1.00000        NEVE               2.313E-04      0.4019         3-3     0.00000 
           3     1.25000        NEVE               1.672E-04     -1.2685         3-3     0.25000 
           3     1.50000        NEVE               1.032E-04     -2.9389         3-3     0.50000 
           3     1.50000        NEVE               1.032E-04     -2.9389         3-4     0.00000 
           3     2.00000        NEVE              -2.497E-05     -4.8427         3-4     0.50000 
           3     2.00000        NEVE              -2.497E-05     -4.8427         3-5     0.00000 
           3     2.35000        NEVE              -1.147E-04     -5.1705         3-5     0.35000 
           3     0.15000      VENTOX              -1.102E-04     -2.0876         3-1     0.15000 
           3     0.50000      VENTOX              -8.798E-05     -1.0992         3-1     0.50000 
           3     0.50000      VENTOX              -8.798E-05     -1.0992         3-2     0.00000 
           3     1.00000      VENTOX              -5.631E-05     -0.0410         3-2     0.50000 
           3     1.00000      VENTOX              -5.631E-05     -0.0410         3-3     0.00000 
           3     1.25000      VENTOX              -4.047E-05      0.3114         3-3     0.25000 
           3     1.50000      VENTOX              -2.464E-05      0.6638         3-3     0.50000 
           3     1.50000      VENTOX              -2.464E-05      0.6638         3-4     0.00000 
           3     2.00000      VENTOX               7.034E-06      1.0158         3-4     0.50000 
           3     2.00000      VENTOX               7.034E-06      1.0158         3-5     0.00000 
           3     2.35000      VENTOX               2.920E-05      1.0155         3-5     0.35000 
           3     0.15000      VENTOY                  0.0025     -3.8764         3-1     0.15000 
           3     0.50000      VENTOY                  0.0018     -2.2791         3-1     0.50000 
           3     0.50000      VENTOY                  0.0018     -2.2791         3-2     0.00000 
           3     1.00000      VENTOY               8.207E-04     -0.3948         3-2     0.50000 
           3     1.00000      VENTOY               8.207E-04     -0.3948         3-3     0.00000 
           3     1.25000      VENTOY               3.170E-04      0.3492         3-3     0.25000 
           3     1.50000      VENTOY              -1.868E-04      1.0931         3-3     0.50000 
           3     1.50000      VENTOY              -1.868E-04      1.0931         3-4     0.00000 
           3     2.00000      VENTOY                 -0.0012      2.1857         3-4     0.50000 
           3     2.00000      VENTOY                 -0.0012      2.1857         3-5     0.00000 
           3     2.35000      VENTOY                 -0.0019      2.6743         3-5     0.35000 
           3     0.15000      SISMAX         Max      0.0238      4.4699         3-1     0.15000 
           3     0.50000      SISMAX         Max      0.0126      3.0283         3-1     0.50000 
           3     0.50000      SISMAX         Max      0.0126      3.0283         3-2     0.00000 
           3     1.00000      SISMAX         Max      0.0236      0.9908         3-2     0.50000 
           3     1.00000      SISMAX         Max      0.0236      0.9908         3-3     0.00000 
           3     1.25000      SISMAX         Max      0.0249      0.0177         3-3     0.25000 
           3     1.50000      SISMAX         Max      0.0271      1.0261         3-3     0.50000 
           3     1.50000      SISMAX         Max      0.0271      1.0261         3-4     0.00000 
           3     2.00000      SISMAX         Max      0.0205      3.0236         3-4     0.50000 
           3     2.00000      SISMAX         Max      0.0205      3.0236         3-5     0.00000 
           3     2.35000      SISMAX         Max      0.0248      4.4091         3-5     0.35000 
           3     0.15000      SISMAY         Max      0.3890      4.6202         3-1     0.15000 
           3     0.50000      SISMAY         Max      0.1242      3.0346         3-1     0.50000 
           3     0.50000      SISMAY         Max      0.1242      3.0346         3-2     0.00000 
           3     1.00000      SISMAY         Max      0.3010      0.8967         3-2     0.50000 
           3     1.00000      SISMAY         Max      0.3010      0.8967         3-3     0.00000 
           3     1.25000      SISMAY         Max      0.2903      0.1121         3-3     0.25000 
           3     1.50000      SISMAY         Max      0.2828      1.1166         3-3     0.50000 
           3     1.50000      SISMAY         Max      0.2828      1.1166         3-4     0.00000 
           3     2.00000      SISMAY         Max      0.1093      3.0052         3-4     0.50000 
           3     2.00000      SISMAY         Max      0.1093      3.0052         3-5     0.00000 
           3     2.35000      SISMAY         Max      0.4131      4.2416         3-5     0.35000 
           3     0.15000        TERM               1.693E-05      2.7620         3-1     0.15000 
           3     0.50000        TERM               1.412E-05      1.8846         3-1     0.50000 
           3     0.50000        TERM               1.412E-05      1.8846         3-2     0.00000 
           3     1.00000        TERM               1.009E-05      0.6302         3-2     0.50000 
           3     1.00000        TERM               1.009E-05      0.6302         3-3     0.00000 
           3     1.25000        TERM               8.079E-06      0.0020         3-3     0.25000 
           3     1.50000        TERM               6.067E-06     -0.6261         3-3     0.50000 
           3     1.50000        TERM               6.067E-06     -0.6261         3-4     0.00000 
           3     2.00000        TERM               2.041E-06     -1.8852         3-4     0.50000 
           3     2.00000        TERM               2.041E-06     -1.8852         3-5     0.00000 
           3     2.35000        TERM              -7.762E-07     -2.7690         3-5     0.35000 
           3     0.15000       COMB1         Max   6.921E-04     68.5374         3-1     0.15000 
           3     0.50000       COMB1         Max   5.550E-04     36.7032         3-1     0.50000 
           3     0.50000       COMB1         Max   5.550E-04     36.7032         3-2     0.00000 
           3     1.00000       COMB1         Max   3.593E-04      2.3932         3-2     0.50000 
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           3     1.00000       COMB1         Max   3.593E-04      2.3932         3-3     0.00000 
           3     1.25000       COMB1         Max   2.614E-04     -8.9245         3-3     0.25000 
           3     1.50000       COMB1         Max   1.635E-04    -21.5594         3-3     0.50000 
           3     1.50000       COMB1         Max   1.635E-04    -21.5594         3-4     0.00000 
           3     2.00000       COMB1         Max  -3.223E-05    -35.1719         3-4     0.50000 
           3     2.00000       COMB1         Max  -3.223E-05    -35.1719         3-5     0.00000 
           3     2.35000       COMB1         Max  -1.693E-04    -36.9172         3-5     0.35000 
           3     0.15000       COMB1         Min   6.921E-04     68.5374         3-1     0.15000 
           3     0.50000       COMB1         Min   5.550E-04     36.7032         3-1     0.50000 
           3     0.50000       COMB1         Min   5.550E-04     36.7032         3-2     0.00000 
           3     1.00000       COMB1         Min   3.593E-04      2.3932         3-2     0.50000 
           3     1.00000       COMB1         Min   3.593E-04      2.3932         3-3     0.00000 
           3     1.25000       COMB1         Min   2.614E-04     -8.9245         3-3     0.25000 
           3     1.50000       COMB1         Min   1.635E-04    -21.5594         3-3     0.50000 
           3     1.50000       COMB1         Min   1.635E-04    -21.5594         3-4     0.00000 
           3     2.00000       COMB1         Min  -3.223E-05    -35.1719         3-4     0.50000 
           3     2.00000       COMB1         Min  -3.223E-05    -35.1719         3-5     0.00000 
           3     2.35000       COMB1         Min  -1.693E-04    -36.9172         3-5     0.35000 
           3     0.15000       COMB2         Max      0.0011     78.0753         3-1     0.15000 
           3     0.50000       COMB2         Max   9.144E-04     41.8853         3-1     0.50000 
           3     0.50000       COMB2         Max   9.144E-04     41.8853         3-2     0.00000 
           3     1.00000       COMB2         Max   5.906E-04      2.7951         3-2     0.50000 
           3     1.00000       COMB2         Max   5.906E-04      2.7951         3-3     0.00000 
           3     1.25000       COMB2         Max   4.286E-04    -10.1930         3-3     0.25000 
           3     1.50000       COMB2         Max   2.667E-04    -24.4983         3-3     0.50000 
           3     1.50000       COMB2         Max   2.667E-04    -24.4983         3-4     0.00000 
           3     2.00000       COMB2         Max  -5.721E-05    -40.0146         3-4     0.50000 
           3     2.00000       COMB2         Max  -5.721E-05    -40.0146         3-5     0.00000 
           3     2.35000       COMB2         Max  -2.839E-04    -42.0877         3-5     0.35000 
           3     0.15000       COMB2         Min      0.0011     78.0753         3-1     0.15000 
           3     0.50000       COMB2         Min   9.144E-04     41.8853         3-1     0.50000 
           3     0.50000       COMB2         Min   9.144E-04     41.8853         3-2     0.00000 
           3     1.00000       COMB2         Min   5.906E-04      2.7951         3-2     0.50000 
           3     1.00000       COMB2         Min   5.906E-04      2.7951         3-3     0.00000 
           3     1.25000       COMB2         Min   4.286E-04    -10.1930         3-3     0.25000 
           3     1.50000       COMB2         Min   2.667E-04    -24.4983         3-3     0.50000 
           3     1.50000       COMB2         Min   2.667E-04    -24.4983         3-4     0.00000 
           3     2.00000       COMB2         Min  -5.721E-05    -40.0146         3-4     0.50000 
           3     2.00000       COMB2         Min  -5.721E-05    -40.0146         3-5     0.00000 
           3     2.35000       COMB2         Min  -2.839E-04    -42.0877         3-5     0.35000 
           3     0.15000       COMB3         Max   5.819E-04     66.4498         3-1     0.15000 
           3     0.50000       COMB3         Max   4.670E-04     35.6040         3-1     0.50000 
           3     0.50000       COMB3         Max   4.670E-04     35.6040         3-2     0.00000 
           3     1.00000       COMB3         Max   3.030E-04      2.3521         3-2     0.50000 
           3     1.00000       COMB3         Max   3.030E-04      2.3521         3-3     0.00000 
           3     1.25000       COMB3         Max   2.209E-04     -8.6131         3-3     0.25000 
           3     1.50000       COMB3         Max   1.389E-04    -20.8956         3-3     0.50000 
           3     1.50000       COMB3         Max   1.389E-04    -20.8956         3-4     0.00000 
           3     2.00000       COMB3         Max  -2.520E-05    -34.1560         3-4     0.50000 
           3     2.00000       COMB3         Max  -2.520E-05    -34.1560         3-5     0.00000 
           3     2.35000       COMB3         Max  -1.401E-04    -35.9017         3-5     0.35000 
           3     0.15000       COMB3         Min   5.819E-04     66.4498         3-1     0.15000 
           3     0.50000       COMB3         Min   4.670E-04     35.6040         3-1     0.50000 
           3     0.50000       COMB3         Min   4.670E-04     35.6040         3-2     0.00000 
           3     1.00000       COMB3         Min   3.030E-04      2.3521         3-2     0.50000 
           3     1.00000       COMB3         Min   3.030E-04      2.3521         3-3     0.00000 
           3     1.25000       COMB3         Min   2.209E-04     -8.6131         3-3     0.25000 
           3     1.50000       COMB3         Min   1.389E-04    -20.8956         3-3     0.50000 
           3     1.50000       COMB3         Min   1.389E-04    -20.8956         3-4     0.00000 
           3     2.00000       COMB3         Min  -2.520E-05    -34.1560         3-4     0.50000 
           3     2.00000       COMB3         Min  -2.520E-05    -34.1560         3-5     0.00000 
           3     2.35000       COMB3         Min  -1.401E-04    -35.9017         3-5     0.35000 
           3     0.15000       COMB4         Max      0.0032     64.6610         3-1     0.15000 
           3     0.50000       COMB4         Max      0.0024     34.4241         3-1     0.50000 
           3     0.50000       COMB4         Max      0.0024     34.4241         3-2     0.00000 
           3     1.00000       COMB4         Max      0.0012      1.9984         3-2     0.50000 
           3     1.00000       COMB4         Max      0.0012      1.9984         3-3     0.00000 
           3     1.25000       COMB4         Max   5.784E-04     -8.5754         3-3     0.25000 
           3     1.50000       COMB4         Max  -2.324E-05    -20.4663         3-3     0.50000 
           3     1.50000       COMB4         Max  -2.324E-05    -20.4663         3-4     0.00000 
           3     2.00000       COMB4         Max     -0.0012    -32.9862         3-4     0.50000 
           3     2.00000       COMB4         Max     -0.0012    -32.9862         3-5     0.00000 
           3     2.35000       COMB4         Max     -0.0021    -34.2429         3-5     0.35000 
           3     0.15000       COMB4         Min      0.0032     64.6610         3-1     0.15000 
           3     0.50000       COMB4         Min      0.0024     34.4241         3-1     0.50000 
           3     0.50000       COMB4         Min      0.0024     34.4241         3-2     0.00000 
           3     1.00000       COMB4         Min      0.0012      1.9984         3-2     0.50000 
           3     1.00000       COMB4         Min      0.0012      1.9984         3-3     0.00000 
           3     1.25000       COMB4         Min   5.784E-04     -8.5754         3-3     0.25000 
           3     1.50000       COMB4         Min  -2.324E-05    -20.4663         3-3     0.50000 
           3     1.50000       COMB4         Min  -2.324E-05    -20.4663         3-4     0.00000 
           3     2.00000       COMB4         Min     -0.0012    -32.9862         3-4     0.50000 
           3     2.00000       COMB4         Min     -0.0012    -32.9862         3-5     0.00000 
           3     2.35000       COMB4         Min     -0.0021    -34.2429         3-5     0.35000 
           3     0.15000       COMB5         Max      0.0010     75.9877         3-1     0.15000 
           3     0.50000       COMB5         Max   8.265E-04     40.7862         3-1     0.50000 
           3     0.50000       COMB5         Max   8.265E-04     40.7862         3-2     0.00000 
           3     1.00000       COMB5         Max   5.342E-04      2.7540         3-2     0.50000 
           3     1.00000       COMB5         Max   5.342E-04      2.7540         3-3     0.00000 
           3     1.25000       COMB5         Max   3.881E-04     -9.8816         3-3     0.25000 
           3     1.50000       COMB5         Max   2.420E-04    -23.8345         3-3     0.50000 
           3     1.50000       COMB5         Max   2.420E-04    -23.8345         3-4     0.00000 
           3     2.00000       COMB5         Max  -5.017E-05    -38.9987         3-4     0.50000 
           3     2.00000       COMB5         Max  -5.017E-05    -38.9987         3-5     0.00000 
           3     2.35000       COMB5         Max  -2.547E-04    -41.0722         3-5     0.35000 
           3     0.15000       COMB5         Min      0.0010     75.9877         3-1     0.15000 
           3     0.50000       COMB5         Min   8.265E-04     40.7862         3-1     0.50000 
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           3     0.50000       COMB5         Min   8.265E-04     40.7862         3-2     0.00000 
           3     1.00000       COMB5         Min   5.342E-04      2.7540         3-2     0.50000 
           3     1.00000       COMB5         Min   5.342E-04      2.7540         3-3     0.00000 
           3     1.25000       COMB5         Min   3.881E-04     -9.8816         3-3     0.25000 
           3     1.50000       COMB5         Min   2.420E-04    -23.8345         3-3     0.50000 
           3     1.50000       COMB5         Min   2.420E-04    -23.8345         3-4     0.00000 
           3     2.00000       COMB5         Min  -5.017E-05    -38.9987         3-4     0.50000 
           3     2.00000       COMB5         Min  -5.017E-05    -38.9987         3-5     0.00000 
           3     2.35000       COMB5         Min  -2.547E-04    -41.0722         3-5     0.35000 
           3     0.15000       COMB6         Max      0.0037     74.1989         3-1     0.15000 
           3     0.50000       COMB6         Max      0.0027     39.6062         3-1     0.50000 
           3     0.50000       COMB6         Max      0.0027     39.6062         3-2     0.00000 
           3     1.00000       COMB6         Max      0.0014      2.4003         3-2     0.50000 
           3     1.00000       COMB6         Max      0.0014      2.4003         3-3     0.00000 
           3     1.25000       COMB6         Max   7.456E-04     -9.8439         3-3     0.25000 
           3     1.50000       COMB6         Max   7.991E-05    -23.4052         3-3     0.50000 
           3     1.50000       COMB6         Max   7.991E-05    -23.4052         3-4     0.00000 
           3     2.00000       COMB6         Max     -0.0013    -37.8289         3-4     0.50000 
           3     2.00000       COMB6         Max     -0.0013    -37.8289         3-5     0.00000 
           3     2.35000       COMB6         Max     -0.0022    -39.4134         3-5     0.35000 
           3     0.15000       COMB6         Min      0.0037     74.1989         3-1     0.15000 
           3     0.50000       COMB6         Min      0.0027     39.6062         3-1     0.50000 
           3     0.50000       COMB6         Min      0.0027     39.6062         3-2     0.00000 
           3     1.00000       COMB6         Min      0.0014      2.4003         3-2     0.50000 
           3     1.00000       COMB6         Min      0.0014      2.4003         3-3     0.00000 
           3     1.25000       COMB6         Min   7.456E-04     -9.8439         3-3     0.25000 
           3     1.50000       COMB6         Min   7.991E-05    -23.4052         3-3     0.50000 
           3     1.50000       COMB6         Min   7.991E-05    -23.4052         3-4     0.00000 
           3     2.00000       COMB6         Min     -0.0013    -37.8289         3-4     0.50000 
           3     2.00000       COMB6         Min     -0.0013    -37.8289         3-5     0.00000 
           3     2.35000       COMB6         Min     -0.0022    -39.4134         3-5     0.35000 
           3     0.15000       COMB7         Max   6.582E-04     63.0134         3-1     0.15000 
           3     0.50000       COMB7         Max   5.268E-04     32.9339         3-1     0.50000 
           3     0.50000       COMB7         Max   5.268E-04     32.9339         3-2     0.00000 
           3     1.00000       COMB7         Max   3.391E-04      1.1328         3-2     0.50000 
           3     1.00000       COMB7         Max   3.391E-04      1.1328         3-3     0.00000 
           3     1.25000       COMB7         Max   2.452E-04     -8.9286         3-3     0.25000 
           3     1.50000       COMB7         Max   1.514E-04    -20.3072         3-3     0.50000 
           3     1.50000       COMB7         Max   1.514E-04    -20.3072         3-4     0.00000 
           3     2.00000       COMB7         Max  -3.631E-05    -31.4016         3-4     0.50000 
           3     2.00000       COMB7         Max  -3.631E-05    -31.4016         3-5     0.00000 
           3     2.35000       COMB7         Max  -1.677E-04    -31.3792         3-5     0.35000 
           3     0.15000       COMB7         Min   6.582E-04     63.0134         3-1     0.15000 
           3     0.50000       COMB7         Min   5.268E-04     32.9339         3-1     0.50000 
           3     0.50000       COMB7         Min   5.268E-04     32.9339         3-2     0.00000 
           3     1.00000       COMB7         Min   3.391E-04      1.1328         3-2     0.50000 
           3     1.00000       COMB7         Min   3.391E-04      1.1328         3-3     0.00000 
           3     1.25000       COMB7         Min   2.452E-04     -8.9286         3-3     0.25000 
           3     1.50000       COMB7         Min   1.514E-04    -20.3072         3-3     0.50000 
           3     1.50000       COMB7         Min   1.514E-04    -20.3072         3-4     0.00000 
           3     2.00000       COMB7         Min  -3.631E-05    -31.4016         3-4     0.50000 
           3     2.00000       COMB7         Min  -3.631E-05    -31.4016         3-5     0.00000 
           3     2.35000       COMB7         Min  -1.677E-04    -31.3792         3-5     0.35000 
           3     0.15000       COMB8         Max      0.0011     72.5513         3-1     0.15000 
           3     0.50000       COMB8         Max   8.862E-04     38.1161         3-1     0.50000 
           3     0.50000       COMB8         Max   8.862E-04     38.1161         3-2     0.00000 
           3     1.00000       COMB8         Max   5.704E-04      1.5347         3-2     0.50000 
           3     1.00000       COMB8         Max   5.704E-04      1.5347         3-3     0.00000 
           3     1.25000       COMB8         Max   4.125E-04    -10.1971         3-3     0.25000 
           3     1.50000       COMB8         Max   2.545E-04    -23.2461         3-3     0.50000 
           3     1.50000       COMB8         Max   2.545E-04    -23.2461         3-4     0.00000 
           3     2.00000       COMB8         Max  -6.129E-05    -36.2442         3-4     0.50000 
           3     2.00000       COMB8         Max  -6.129E-05    -36.2442         3-5     0.00000 
           3     2.35000       COMB8         Max  -2.824E-04    -36.5497         3-5     0.35000 
           3     0.15000       COMB8         Min      0.0011     72.5513         3-1     0.15000 
           3     0.50000       COMB8         Min   8.862E-04     38.1161         3-1     0.50000 
           3     0.50000       COMB8         Min   8.862E-04     38.1161         3-2     0.00000 
           3     1.00000       COMB8         Min   5.704E-04      1.5347         3-2     0.50000 
           3     1.00000       COMB8         Min   5.704E-04      1.5347         3-3     0.00000 
           3     1.25000       COMB8         Min   4.125E-04    -10.1971         3-3     0.25000 
           3     1.50000       COMB8         Min   2.545E-04    -23.2461         3-3     0.50000 
           3     1.50000       COMB8         Min   2.545E-04    -23.2461         3-4     0.00000 
           3     2.00000       COMB8         Min  -6.129E-05    -36.2442         3-4     0.50000 
           3     2.00000       COMB8         Min  -6.129E-05    -36.2442         3-5     0.00000 
           3     2.35000       COMB8         Min  -2.824E-04    -36.5497         3-5     0.35000 
           3     0.15000       COMB9         Max   5.480E-04     60.9258         3-1     0.15000 
           3     0.50000       COMB9         Max   4.388E-04     31.8348         3-1     0.50000 
           3     0.50000       COMB9         Max   4.388E-04     31.8348         3-2     0.00000 
           3     1.00000       COMB9         Max   2.828E-04      1.0918         3-2     0.50000 
           3     1.00000       COMB9         Max   2.828E-04      1.0918         3-3     0.00000 
           3     1.25000       COMB9         Max   2.048E-04     -8.6172         3-3     0.25000 
           3     1.50000       COMB9         Max   1.268E-04    -19.6434         3-3     0.50000 
           3     1.50000       COMB9         Max   1.268E-04    -19.6434         3-4     0.00000 
           3     2.00000       COMB9         Max  -2.928E-05    -30.3857         3-4     0.50000 
           3     2.00000       COMB9         Max  -2.928E-05    -30.3857         3-5     0.00000 
           3     2.35000       COMB9         Max  -1.385E-04    -30.3637         3-5     0.35000 
           3     0.15000       COMB9         Min   5.480E-04     60.9258         3-1     0.15000 
           3     0.50000       COMB9         Min   4.388E-04     31.8348         3-1     0.50000 
           3     0.50000       COMB9         Min   4.388E-04     31.8348         3-2     0.00000 
           3     1.00000       COMB9         Min   2.828E-04      1.0918         3-2     0.50000 
           3     1.00000       COMB9         Min   2.828E-04      1.0918         3-3     0.00000 
           3     1.25000       COMB9         Min   2.048E-04     -8.6172         3-3     0.25000 
           3     1.50000       COMB9         Min   1.268E-04    -19.6434         3-3     0.50000 
           3     1.50000       COMB9         Min   1.268E-04    -19.6434         3-4     0.00000 
           3     2.00000       COMB9         Min  -2.928E-05    -30.3857         3-4     0.50000 
           3     2.00000       COMB9         Min  -2.928E-05    -30.3857         3-5     0.00000 
           3     2.35000       COMB9         Min  -1.385E-04    -30.3637         3-5     0.35000 
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           3     0.15000      COMB10         Max      0.0032     59.1370         3-1     0.15000 
           3     0.50000      COMB10         Max      0.0024     30.6548         3-1     0.50000 
           3     0.50000      COMB10         Max      0.0024     30.6548         3-2     0.00000 
           3     1.00000      COMB10         Max      0.0012      0.7380         3-2     0.50000 
           3     1.00000      COMB10         Max      0.0012      0.7380         3-3     0.00000 
           3     1.25000      COMB10         Max   5.622E-04     -8.5794         3-3     0.25000 
           3     1.50000      COMB10         Max  -3.537E-05    -19.2141         3-3     0.50000 
           3     1.50000      COMB10         Max  -3.537E-05    -19.2141         3-4     0.00000 
           3     2.00000      COMB10         Max     -0.0012    -29.2159         3-4     0.50000 
           3     2.00000      COMB10         Max     -0.0012    -29.2159         3-5     0.00000 
           3     2.35000      COMB10         Max     -0.0021    -28.7050         3-5     0.35000 
           3     0.15000      COMB10         Min      0.0032     59.1370         3-1     0.15000 
           3     0.50000      COMB10         Min      0.0024     30.6548         3-1     0.50000 
           3     0.50000      COMB10         Min      0.0024     30.6548         3-2     0.00000 
           3     1.00000      COMB10         Min      0.0012      0.7380         3-2     0.50000 
           3     1.00000      COMB10         Min      0.0012      0.7380         3-3     0.00000 
           3     1.25000      COMB10         Min   5.622E-04     -8.5794         3-3     0.25000 
           3     1.50000      COMB10         Min  -3.537E-05    -19.2141         3-3     0.50000 
           3     1.50000      COMB10         Min  -3.537E-05    -19.2141         3-4     0.00000 
           3     2.00000      COMB10         Min     -0.0012    -29.2159         3-4     0.50000 
           3     2.00000      COMB10         Min     -0.0012    -29.2159         3-5     0.00000 
           3     2.35000      COMB10         Min     -0.0021    -28.7050         3-5     0.35000 
           3     0.15000      COMB11         Max   9.971E-04     70.4637         3-1     0.15000 
           3     0.50000      COMB11         Max   7.982E-04     37.0170         3-1     0.50000 
           3     0.50000      COMB11         Max   7.982E-04     37.0170         3-2     0.00000 
           3     1.00000      COMB11         Max   5.141E-04      1.4937         3-2     0.50000 
           3     1.00000      COMB11         Max   5.141E-04      1.4937         3-3     0.00000 
           3     1.25000      COMB11         Max   3.720E-04     -9.8857         3-3     0.25000 
           3     1.50000      COMB11         Max   2.299E-04    -22.5823         3-3     0.50000 
           3     1.50000      COMB11         Max   2.299E-04    -22.5823         3-4     0.00000 
           3     2.00000      COMB11         Max  -5.425E-05    -35.2284         3-4     0.50000 
           3     2.00000      COMB11         Max  -5.425E-05    -35.2284         3-5     0.00000 
           3     2.35000      COMB11         Max  -2.532E-04    -35.5342         3-5     0.35000 
           3     0.15000      COMB11         Min   9.971E-04     70.4637         3-1     0.15000 
           3     0.50000      COMB11         Min   7.982E-04     37.0170         3-1     0.50000 
           3     0.50000      COMB11         Min   7.982E-04     37.0170         3-2     0.00000 
           3     1.00000      COMB11         Min   5.141E-04      1.4937         3-2     0.50000 
           3     1.00000      COMB11         Min   5.141E-04      1.4937         3-3     0.00000 
           3     1.25000      COMB11         Min   3.720E-04     -9.8857         3-3     0.25000 
           3     1.50000      COMB11         Min   2.299E-04    -22.5823         3-3     0.50000 
           3     1.50000      COMB11         Min   2.299E-04    -22.5823         3-4     0.00000 
           3     2.00000      COMB11         Min  -5.425E-05    -35.2284         3-4     0.50000 
           3     2.00000      COMB11         Min  -5.425E-05    -35.2284         3-5     0.00000 
           3     2.35000      COMB11         Min  -2.532E-04    -35.5342         3-5     0.35000 
           3     0.15000      COMB12         Max      0.0036     68.6749         3-1     0.15000 
           3     0.50000      COMB12         Max      0.0027     35.8370         3-1     0.50000 
           3     0.50000      COMB12         Max      0.0027     35.8370         3-2     0.00000 
           3     1.00000      COMB12         Max      0.0014      1.1399         3-2     0.50000 
           3     1.00000      COMB12         Max      0.0014      1.1399         3-3     0.00000 
           3     1.25000      COMB12         Max   7.294E-04     -9.8479         3-3     0.25000 
           3     1.50000      COMB12         Max   6.778E-05    -22.1530         3-3     0.50000 
           3     1.50000      COMB12         Max   6.778E-05    -22.1530         3-4     0.00000 
           3     2.00000      COMB12         Max     -0.0013    -34.0586         3-4     0.50000 
           3     2.00000      COMB12         Max     -0.0013    -34.0586         3-5     0.00000 
           3     2.35000      COMB12         Max     -0.0022    -33.8755         3-5     0.35000 
           3     0.15000      COMB12         Min      0.0036     68.6749         3-1     0.15000 
           3     0.50000      COMB12         Min      0.0027     35.8370         3-1     0.50000 
           3     0.50000      COMB12         Min      0.0027     35.8370         3-2     0.00000 
           3     1.00000      COMB12         Min      0.0014      1.1399         3-2     0.50000 
           3     1.00000      COMB12         Min      0.0014      1.1399         3-3     0.00000 
           3     1.25000      COMB12         Min   7.294E-04     -9.8479         3-3     0.25000 
           3     1.50000      COMB12         Min   6.778E-05    -22.1530         3-3     0.50000 
           3     1.50000      COMB12         Min   6.778E-05    -22.1530         3-4     0.00000 
           3     2.00000      COMB12         Min     -0.0013    -34.0586         3-4     0.50000 
           3     2.00000      COMB12         Min     -0.0013    -34.0586         3-5     0.00000 
           3     2.35000      COMB12         Min     -0.0022    -33.8755         3-5     0.35000 
           3     0.15000      COMB13         Max      0.0250     79.7832         3-1     0.15000 
           3     0.50000      COMB13         Max      0.0135     43.0290         3-1     0.50000 
           3     0.50000      COMB13         Max      0.0135     43.0290         3-2     0.00000 
           3     1.00000      COMB13         Max      0.0242      3.1557         3-2     0.50000 
           3     1.00000      COMB13         Max      0.0242      3.1557         3-3     0.00000 
           3     1.25000      COMB13         Max      0.0253    -10.1774         3-3     0.25000 
           3     1.50000      COMB13         Max      0.0273    -22.8461         3-3     0.50000 
           3     1.50000      COMB13         Max      0.0273    -22.8461         3-4     0.00000 
           3     2.00000      COMB13         Max      0.0205    -35.1058         3-4     0.50000 
           3     2.00000      COMB13         Max      0.0205    -35.1058         3-5     0.00000 
           3     2.35000      COMB13         Max      0.0245    -34.9096         3-5     0.35000 
           3     0.15000      COMB13         Min     -0.0227     70.8434         3-1     0.15000 
           3     0.50000      COMB13         Min     -0.0117     36.9724         3-1     0.50000 
           3     0.50000      COMB13         Min     -0.0117     36.9724         3-2     0.00000 
           3     1.00000      COMB13         Min     -0.0230      1.1741         3-2     0.50000 
           3     1.00000      COMB13         Min     -0.0230      1.1741         3-3     0.00000 
           3     1.25000      COMB13         Min     -0.0245    -10.2127         3-3     0.25000 
           3     1.50000      COMB13         Min     -0.0268    -24.8983         3-3     0.50000 
           3     1.50000      COMB13         Min     -0.0268    -24.8983         3-4     0.00000 
           3     2.00000      COMB13         Min     -0.0206    -41.1530         3-4     0.50000 
           3     2.00000      COMB13         Min     -0.0206    -41.1530         3-5     0.00000 
           3     2.35000      COMB13         Min     -0.0250    -43.7279         3-5     0.35000 
           3     0.15000      COMB14         Max      0.3902     79.9335         3-1     0.15000 
           3     0.50000      COMB14         Max      0.1251     43.0354         3-1     0.50000 
           3     0.50000      COMB14         Max      0.1251     43.0354         3-2     0.00000 
           3     1.00000      COMB14         Max      0.3016      3.0616         3-2     0.50000 
           3     1.00000      COMB14         Max      0.3016      3.0616         3-3     0.00000 
           3     1.25000      COMB14         Max      0.2907    -10.0830         3-3     0.25000 
           3     1.50000      COMB14         Max      0.2831    -22.7556         3-3     0.50000 
           3     1.50000      COMB14         Max      0.2831    -22.7556         3-4     0.00000 
           3     2.00000      COMB14         Max      0.1093    -35.1241         3-4     0.50000 
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           3     2.00000      COMB14         Max      0.1093    -35.1241         3-5     0.00000 
           3     2.35000      COMB14         Max      0.4128    -35.0771         3-5     0.35000 
           3     0.15000      COMB14         Min     -0.3879     70.6931         3-1     0.15000 
           3     0.50000      COMB14         Min     -0.1233     36.9661         3-1     0.50000 
           3     0.50000      COMB14         Min     -0.1233     36.9661         3-2     0.00000 
           3     1.00000      COMB14         Min     -0.3004      1.2682         3-2     0.50000 
           3     1.00000      COMB14         Min     -0.3004      1.2682         3-3     0.00000 
           3     1.25000      COMB14         Min     -0.2899    -10.3071         3-3     0.25000 
           3     1.50000      COMB14         Min     -0.2826    -24.9888         3-3     0.50000 
           3     1.50000      COMB14         Min     -0.2826    -24.9888         3-4     0.00000 
           3     2.00000      COMB14         Min     -0.1094    -41.1346         3-4     0.50000 
           3     2.00000      COMB14         Min     -0.1094    -41.1346         3-5     0.00000 
           3     2.35000      COMB14         Min     -0.4133    -43.5603         3-5     0.35000 
           3     0.15000         INV         Max      0.3902     79.9335         3-1     0.15000 
           3     0.50000         INV         Max      0.1251     43.0354         3-1     0.50000 
           3     0.50000         INV         Max      0.1251     43.0354         3-2     0.00000 
           3     1.00000         INV         Max      0.3016      3.1557         3-2     0.50000 
           3     1.00000         INV         Max      0.3016      3.1557         3-3     0.00000 
           3     1.25000         INV         Max      0.2907     -8.5754         3-3     0.25000 
           3     1.50000         INV         Max      0.2831    -19.2141         3-3     0.50000 
           3     1.50000         INV         Max      0.2831    -19.2141         3-4     0.00000 
           3     2.00000         INV         Max      0.1093    -29.2159         3-4     0.50000 
           3     2.00000         INV         Max      0.1093    -29.2159         3-5     0.00000 
           3     2.35000         INV         Max      0.4128    -28.7050         3-5     0.35000 
           3     0.15000         INV         Min     -0.3879     59.1370         3-1     0.15000 
           3     0.50000         INV         Min     -0.1233     30.6548         3-1     0.50000 
           3     0.50000         INV         Min     -0.1233     30.6548         3-2     0.00000 
           3     1.00000         INV         Min     -0.3004      0.7380         3-2     0.50000 
           3     1.00000         INV         Min     -0.3004      0.7380         3-3     0.00000 
           3     1.25000         INV         Min     -0.2899    -10.3071         3-3     0.25000 
           3     1.50000         INV         Min     -0.2826    -24.9888         3-3     0.50000 
           3     1.50000         INV         Min     -0.2826    -24.9888         3-4     0.00000 
           3     2.00000         INV         Min     -0.1094    -41.1530         3-4     0.50000 
           3     2.00000         INV         Min     -0.1094    -41.1530         3-5     0.00000 
           3     2.35000         INV         Min     -0.4133    -43.7279         3-5     0.35000 
           4     0.15000          PP              -9.932E-06     23.2059         4-1     0.15000 
           4     0.50000          PP              -7.109E-06      7.8840         4-1     0.50000 
           4     0.50000          PP              -7.109E-06      7.8840         4-2     0.00000 
           4     1.00000          PP              -3.075E-06     -5.1756         4-2     0.50000 
           4     1.00000          PP              -3.075E-06     -5.1756         4-3     0.00000 
           4     1.25000          PP              -1.058E-06     -7.0932         4-3     0.25000 
           4     1.50000          PP               9.591E-07    -10.0156         4-3     0.50000 
           4     1.50000          PP               9.591E-07    -10.0156         4-4     0.00000 
           4     2.00000          PP               4.993E-06     -6.6394         4-4     0.50000 
           4     2.00000          PP               4.993E-06     -6.6394         4-5     0.00000 
           4     2.35000          PP               7.817E-06      1.8973         4-5     0.35000 
           4     0.15000        PERM              -9.572E-05      9.2497         4-1     0.15000 
           4     0.50000        PERM              -8.214E-05      4.2629         4-1     0.50000 
           4     0.50000        PERM              -8.214E-05      4.2629         4-2     0.00000 
           4     1.00000        PERM              -6.276E-05     -0.5784         4-2     0.50000 
           4     1.00000        PERM              -6.276E-05     -0.5784         4-3     0.00000 
           4     1.25000        PERM              -5.306E-05     -1.7966         4-3     0.25000 
           4     1.50000        PERM              -4.337E-05     -3.3272         4-3     0.50000 
           4     1.50000        PERM              -4.337E-05     -3.3272         4-4     0.00000 
           4     2.00000        PERM              -2.398E-05     -3.9854         4-4     0.50000 
           4     2.00000        PERM              -2.398E-05     -3.9854         4-5     0.00000 
           4     2.35000        PERM              -1.041E-05     -2.8522         4-5     0.35000 
           4     0.15000        NEVE              -6.549E-05      6.3129         4-1     0.15000 
           4     0.50000        NEVE              -5.620E-05      2.9907         4-1     0.50000 
           4     0.50000        NEVE              -5.620E-05      2.9907         4-2     0.00000 
           4     1.00000        NEVE              -4.294E-05     -0.3218         4-2     0.50000 
           4     1.00000        NEVE              -4.294E-05     -0.3218         4-3     0.00000 
           4     1.25000        NEVE              -3.631E-05     -1.2622         4-3     0.25000 
           4     1.50000        NEVE              -2.967E-05     -2.2025         4-3     0.50000 
           4     1.50000        NEVE              -2.967E-05     -2.2025         4-4     0.00000 
           4     2.00000        NEVE              -1.641E-05     -2.6529         4-4     0.50000 
           4     2.00000        NEVE              -1.641E-05     -2.6529         4-5     0.00000 
           4     2.35000        NEVE              -7.124E-06     -1.9673         4-5     0.35000 
           4     0.15000      VENTOX               1.929E-05     -1.3108         4-1     0.15000 
           4     0.50000      VENTOX               1.482E-05     -0.5710         4-1     0.50000 
           4     0.50000      VENTOX               1.482E-05     -0.5710         4-2     0.00000 
           4     1.00000      VENTOX               8.427E-06      0.1336         4-2     0.50000 
           4     1.00000      VENTOX               8.427E-06      0.1336         4-3     0.00000 
           4     1.25000      VENTOX               5.231E-06      0.3101         4-3     0.25000 
           4     1.50000      VENTOX               2.035E-06      0.4866         4-3     0.50000 
           4     1.50000      VENTOX               2.035E-06      0.4866         4-4     0.00000 
           4     2.00000      VENTOX              -4.358E-06      0.4881         4-4     0.50000 
           4     2.00000      VENTOX              -4.358E-06      0.4881         4-5     0.00000 
           4     2.35000      VENTOX              -8.833E-06      0.2431         4-5     0.35000 
           4     0.15000      VENTOY                 -0.0045     -3.1414         4-1     0.15000 
           4     0.50000      VENTOY                 -0.0017     -1.7815         4-1     0.50000 
           4     0.50000      VENTOY                 -0.0017     -1.7815         4-2     0.00000 
           4     1.00000      VENTOY                  0.0023     -0.2323         4-2     0.50000 
           4     1.00000      VENTOY                  0.0023     -0.2323         4-3     0.00000 
           4     1.25000      VENTOY                  0.0044      0.3459         4-3     0.25000 
           4     1.50000      VENTOY                  0.0064      0.9242         4-3     0.50000 
           4     1.50000      VENTOY                  0.0064      0.9242         4-4     0.00000 
           4     2.00000      VENTOY                  0.0104      1.6889         4-4     0.50000 
           4     2.00000      VENTOY                  0.0104      1.6889         4-5     0.00000 
           4     2.35000      VENTOY                  0.0133      1.9503         4-5     0.35000 
           4     0.15000      SISMAX         Max      0.0225      4.1617         4-1     0.15000 
           4     0.50000      SISMAX         Max      0.0181      2.8229         4-1     0.50000 
           4     0.50000      SISMAX         Max      0.0181      2.8229         4-2     0.00000 
           4     1.00000      SISMAX         Max      0.0322      0.9270         4-2     0.50000 
           4     1.00000      SISMAX         Max      0.0322      0.9270         4-3     0.00000 
           4     1.25000      SISMAX         Max      0.0316      0.0132         4-3     0.25000 
           4     1.50000      SISMAX         Max      0.0321      0.9534         4-3     0.50000 
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           4     1.50000      SISMAX         Max      0.0321      0.9534         4-4     0.00000 
           4     2.00000      SISMAX         Max      0.0228      2.8193         4-4     0.50000 
           4     2.00000      SISMAX         Max      0.0228      2.8193         4-5     0.00000 
           4     2.35000      SISMAX         Max      0.0322      4.1163         4-5     0.35000 
           4     0.15000      SISMAY         Max      0.4108      4.9808         4-1     0.15000 
           4     0.50000      SISMAY         Max      0.1051      3.2858         4-1     0.50000 
           4     0.50000      SISMAY         Max      0.1051      3.2858         4-2     0.00000 
           4     1.00000      SISMAY         Max      0.2869      0.9858         4-2     0.50000 
           4     1.00000      SISMAY         Max      0.2869      0.9858         4-3     0.00000 
           4     1.25000      SISMAY         Max      0.2847      0.1073         4-3     0.25000 
           4     1.50000      SISMAY         Max      0.2850      1.1953         4-3     0.50000 
           4     1.50000      SISMAY         Max      0.2850      1.1953         4-4     0.00000 
           4     2.00000      SISMAY         Max      0.1094      3.2577         4-4     0.50000 
           4     2.00000      SISMAY         Max      0.1094      3.2577         4-5     0.00000 
           4     2.35000      SISMAY         Max      0.4143      4.6200         4-5     0.35000 
           4     0.15000        TERM              -6.939E-06      1.8799         4-1     0.15000 
           4     0.50000        TERM              -5.518E-06      1.2861         4-1     0.50000 
           4     0.50000        TERM              -5.518E-06      1.2861         4-2     0.00000 
           4     1.00000        TERM              -3.488E-06      0.4334         4-2     0.50000 
           4     1.00000        TERM              -3.488E-06      0.4334         4-3     0.00000 
           4     1.25000        TERM              -2.473E-06      0.0046         4-3     0.25000 
           4     1.50000        TERM              -1.458E-06     -0.4242         4-3     0.50000 
           4     1.50000        TERM              -1.458E-06     -0.4242         4-4     0.00000 
           4     2.00000        TERM               5.715E-07     -1.2873         4-4     0.50000 
           4     2.00000        TERM               5.715E-07     -1.2873         4-5     0.00000 
           4     2.35000        TERM               1.992E-06     -1.8957         4-5     0.35000 
           4     0.15000       COMB1         Max  -1.126E-04     34.3355         4-1     0.15000 
           4     0.50000       COMB1         Max  -9.477E-05     13.4329         4-1     0.50000 
           4     0.50000       COMB1         Max  -9.477E-05     13.4329         4-2     0.00000 
           4     1.00000       COMB1         Max  -6.932E-05     -5.3207         4-2     0.50000 
           4     1.00000       COMB1         Max  -6.932E-05     -5.3207         4-3     0.00000 
           4     1.25000       COMB1         Max  -5.659E-05     -8.8852         4-3     0.25000 
           4     1.50000       COMB1         Max  -4.387E-05    -13.7670         4-3     0.50000 
           4     1.50000       COMB1         Max  -4.387E-05    -13.7670         4-4     0.00000 
           4     2.00000       COMB1         Max  -1.842E-05    -11.9121         4-4     0.50000 
           4     2.00000       COMB1         Max  -1.842E-05    -11.9121         4-5     0.00000 
           4     2.35000       COMB1         Max  -6.026E-07     -2.8506         4-5     0.35000 
           4     0.15000       COMB1         Min  -1.126E-04     34.3355         4-1     0.15000 
           4     0.50000       COMB1         Min  -9.477E-05     13.4329         4-1     0.50000 
           4     0.50000       COMB1         Min  -9.477E-05     13.4329         4-2     0.00000 
           4     1.00000       COMB1         Min  -6.932E-05     -5.3207         4-2     0.50000 
           4     1.00000       COMB1         Min  -6.932E-05     -5.3207         4-3     0.00000 
           4     1.25000       COMB1         Min  -5.659E-05     -8.8852         4-3     0.25000 
           4     1.50000       COMB1         Min  -4.387E-05    -13.7670         4-3     0.50000 
           4     1.50000       COMB1         Min  -4.387E-05    -13.7670         4-4     0.00000 
           4     2.00000       COMB1         Min  -1.842E-05    -11.9121         4-4     0.50000 
           4     2.00000       COMB1         Min  -1.842E-05    -11.9121         4-5     0.00000 
           4     2.35000       COMB1         Min  -6.026E-07     -2.8506         4-5     0.35000 
           4     0.15000       COMB2         Max  -1.781E-04     40.6484         4-1     0.15000 
           4     0.50000       COMB2         Max  -1.510E-04     16.4236         4-1     0.50000 
           4     0.50000       COMB2         Max  -1.510E-04     16.4236         4-2     0.00000 
           4     1.00000       COMB2         Max  -1.123E-04     -5.6425         4-2     0.50000 
           4     1.00000       COMB2         Max  -1.123E-04     -5.6425         4-3     0.00000 
           4     1.25000       COMB2         Max  -9.290E-05    -10.1474         4-3     0.25000 
           4     1.50000       COMB2         Max  -7.354E-05    -15.9695         4-3     0.50000 
           4     1.50000       COMB2         Max  -7.354E-05    -15.9695         4-4     0.00000 
           4     2.00000       COMB2         Max  -3.483E-05    -14.5650         4-4     0.50000 
           4     2.00000       COMB2         Max  -3.483E-05    -14.5650         4-5     0.00000 
           4     2.35000       COMB2         Max  -7.726E-06     -4.8179         4-5     0.35000 
           4     0.15000       COMB2         Min  -1.781E-04     40.6484         4-1     0.15000 
           4     0.50000       COMB2         Min  -1.510E-04     16.4236         4-1     0.50000 
           4     0.50000       COMB2         Min  -1.510E-04     16.4236         4-2     0.00000 
           4     1.00000       COMB2         Min  -1.123E-04     -5.6425         4-2     0.50000 
           4     1.00000       COMB2         Min  -1.123E-04     -5.6425         4-3     0.00000 
           4     1.25000       COMB2         Min  -9.290E-05    -10.1474         4-3     0.25000 
           4     1.50000       COMB2         Min  -7.354E-05    -15.9695         4-3     0.50000 
           4     1.50000       COMB2         Min  -7.354E-05    -15.9695         4-4     0.00000 
           4     2.00000       COMB2         Min  -3.483E-05    -14.5650         4-4     0.50000 
           4     2.00000       COMB2         Min  -3.483E-05    -14.5650         4-5     0.00000 
           4     2.35000       COMB2         Min  -7.726E-06     -4.8179         4-5     0.35000 
           4     0.15000       COMB3         Max  -9.329E-05     33.0247         4-1     0.15000 
           4     0.50000       COMB3         Max  -7.995E-05     12.8619         4-1     0.50000 
           4     0.50000       COMB3         Max  -7.995E-05     12.8619         4-2     0.00000 
           4     1.00000       COMB3         Max  -6.089E-05     -5.1870         4-2     0.50000 
           4     1.00000       COMB3         Max  -6.089E-05     -5.1870         4-3     0.00000 
           4     1.25000       COMB3         Max  -5.136E-05     -8.5751         4-3     0.25000 
           4     1.50000       COMB3         Max  -4.183E-05    -13.2804         4-3     0.50000 
           4     1.50000       COMB3         Max  -4.183E-05    -13.2804         4-4     0.00000 
           4     2.00000       COMB3         Max  -2.278E-05    -11.4241         4-4     0.50000 
           4     2.00000       COMB3         Max  -2.278E-05    -11.4241         4-5     0.00000 
           4     2.35000       COMB3         Max  -9.435E-06     -2.6075         4-5     0.35000 
           4     0.15000       COMB3         Min  -9.329E-05     33.0247         4-1     0.15000 
           4     0.50000       COMB3         Min  -7.995E-05     12.8619         4-1     0.50000 
           4     0.50000       COMB3         Min  -7.995E-05     12.8619         4-2     0.00000 
           4     1.00000       COMB3         Min  -6.089E-05     -5.1870         4-2     0.50000 
           4     1.00000       COMB3         Min  -6.089E-05     -5.1870         4-3     0.00000 
           4     1.25000       COMB3         Min  -5.136E-05     -8.5751         4-3     0.25000 
           4     1.50000       COMB3         Min  -4.183E-05    -13.2804         4-3     0.50000 
           4     1.50000       COMB3         Min  -4.183E-05    -13.2804         4-4     0.00000 
           4     2.00000       COMB3         Min  -2.278E-05    -11.4241         4-4     0.50000 
           4     2.00000       COMB3         Min  -2.278E-05    -11.4241         4-5     0.00000 
           4     2.35000       COMB3         Min  -9.435E-06     -2.6075         4-5     0.35000 
           4     0.15000       COMB4         Max     -0.0046     31.1941         4-1     0.15000 
           4     0.50000       COMB4         Max     -0.0018     11.6514         4-1     0.50000 
           4     0.50000       COMB4         Max     -0.0018     11.6514         4-2     0.00000 
           4     1.00000       COMB4         Max      0.0023     -5.5530         4-2     0.50000 
           4     1.00000       COMB4         Max      0.0023     -5.5530         4-3     0.00000 
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           4     1.25000       COMB4         Max      0.0043     -8.5393         4-3     0.25000 
           4     1.50000       COMB4         Max      0.0063    -12.8428         4-3     0.50000 
           4     1.50000       COMB4         Max      0.0063    -12.8428         4-4     0.00000 
           4     2.00000       COMB4         Max      0.0104    -10.2232         4-4     0.50000 
           4     2.00000       COMB4         Max      0.0104    -10.2232         4-5     0.00000 
           4     2.35000       COMB4         Max      0.0133     -0.9003         4-5     0.35000 
           4     0.15000       COMB4         Min     -0.0046     31.1941         4-1     0.15000 
           4     0.50000       COMB4         Min     -0.0018     11.6514         4-1     0.50000 
           4     0.50000       COMB4         Min     -0.0018     11.6514         4-2     0.00000 
           4     1.00000       COMB4         Min      0.0023     -5.5530         4-2     0.50000 
           4     1.00000       COMB4         Min      0.0023     -5.5530         4-3     0.00000 
           4     1.25000       COMB4         Min      0.0043     -8.5393         4-3     0.25000 
           4     1.50000       COMB4         Min      0.0063    -12.8428         4-3     0.50000 
           4     1.50000       COMB4         Min      0.0063    -12.8428         4-4     0.00000 
           4     2.00000       COMB4         Min      0.0104    -10.2232         4-4     0.50000 
           4     2.00000       COMB4         Min      0.0104    -10.2232         4-5     0.00000 
           4     2.35000       COMB4         Min      0.0133     -0.9003         4-5     0.35000 
           4     0.15000       COMB5         Max  -1.588E-04     39.3376         4-1     0.15000 
           4     0.50000       COMB5         Max  -1.362E-04     15.8525         4-1     0.50000 
           4     0.50000       COMB5         Max  -1.362E-04     15.8525         4-2     0.00000 
           4     1.00000       COMB5         Max  -1.038E-04     -5.5088         4-2     0.50000 
           4     1.00000       COMB5         Max  -1.038E-04     -5.5088         4-3     0.00000 
           4     1.25000       COMB5         Max  -8.767E-05     -9.8373         4-3     0.25000 
           4     1.50000       COMB5         Max  -7.151E-05    -15.4829         4-3     0.50000 
           4     1.50000       COMB5         Max  -7.151E-05    -15.4829         4-4     0.00000 
           4     2.00000       COMB5         Max  -3.919E-05    -14.0770         4-4     0.50000 
           4     2.00000       COMB5         Max  -3.919E-05    -14.0770         4-5     0.00000 
           4     2.35000       COMB5         Max  -1.656E-05     -4.5748         4-5     0.35000 
           4     0.15000       COMB5         Min  -1.588E-04     39.3376         4-1     0.15000 
           4     0.50000       COMB5         Min  -1.362E-04     15.8525         4-1     0.50000 
           4     0.50000       COMB5         Min  -1.362E-04     15.8525         4-2     0.00000 
           4     1.00000       COMB5         Min  -1.038E-04     -5.5088         4-2     0.50000 
           4     1.00000       COMB5         Min  -1.038E-04     -5.5088         4-3     0.00000 
           4     1.25000       COMB5         Min  -8.767E-05     -9.8373         4-3     0.25000 
           4     1.50000       COMB5         Min  -7.151E-05    -15.4829         4-3     0.50000 
           4     1.50000       COMB5         Min  -7.151E-05    -15.4829         4-4     0.00000 
           4     2.00000       COMB5         Min  -3.919E-05    -14.0770         4-4     0.50000 
           4     2.00000       COMB5         Min  -3.919E-05    -14.0770         4-5     0.00000 
           4     2.35000       COMB5         Min  -1.656E-05     -4.5748         4-5     0.35000 
           4     0.15000       COMB6         Max     -0.0047     37.5070         4-1     0.15000 
           4     0.50000       COMB6         Max     -0.0019     14.6421         4-1     0.50000 
           4     0.50000       COMB6         Max     -0.0019     14.6421         4-2     0.00000 
           4     1.00000       COMB6         Max      0.0022     -5.8748         4-2     0.50000 
           4     1.00000       COMB6         Max      0.0022     -5.8748         4-3     0.00000 
           4     1.25000       COMB6         Max      0.0043     -9.8014         4-3     0.25000 
           4     1.50000       COMB6         Max      0.0063    -15.0453         4-3     0.50000 
           4     1.50000       COMB6         Max      0.0063    -15.0453         4-4     0.00000 
           4     2.00000       COMB6         Max      0.0104    -12.8761         4-4     0.50000 
           4     2.00000       COMB6         Max      0.0104    -12.8761         4-5     0.00000 
           4     2.35000       COMB6         Max      0.0132     -2.8676         4-5     0.35000 
           4     0.15000       COMB6         Min     -0.0047     37.5070         4-1     0.15000 
           4     0.50000       COMB6         Min     -0.0019     14.6421         4-1     0.50000 
           4     0.50000       COMB6         Min     -0.0019     14.6421         4-2     0.00000 
           4     1.00000       COMB6         Min      0.0022     -5.8748         4-2     0.50000 
           4     1.00000       COMB6         Min      0.0022     -5.8748         4-3     0.00000 
           4     1.25000       COMB6         Min      0.0043     -9.8014         4-3     0.25000 
           4     1.50000       COMB6         Min      0.0063    -15.0453         4-3     0.50000 
           4     1.50000       COMB6         Min      0.0063    -15.0453         4-4     0.00000 
           4     2.00000       COMB6         Min      0.0104    -12.8761         4-4     0.50000 
           4     2.00000       COMB6         Min      0.0104    -12.8761         4-5     0.00000 
           4     2.35000       COMB6         Min      0.0132     -2.8676         4-5     0.35000 
           4     0.15000       COMB7         Max  -9.871E-05     30.5757         4-1     0.15000 
           4     0.50000       COMB7         Max  -8.374E-05     10.8608         4-1     0.50000 
           4     0.50000       COMB7         Max  -8.374E-05     10.8608         4-2     0.00000 
           4     1.00000       COMB7         Max  -6.234E-05     -6.1874         4-2     0.50000 
           4     1.00000       COMB7         Max  -6.234E-05     -6.1874         4-3     0.00000 
           4     1.25000       COMB7         Max  -5.165E-05     -8.8944         4-3     0.25000 
           4     1.50000       COMB7         Max  -4.095E-05    -12.9186         4-3     0.50000 
           4     1.50000       COMB7         Max  -4.095E-05    -12.9186         4-4     0.00000 
           4     2.00000       COMB7         Max  -1.956E-05     -9.3375         4-4     0.50000 
           4     2.00000       COMB7         Max  -1.956E-05     -9.3375         4-5     0.00000 
           4     2.35000       COMB7         Max  -4.587E-06      0.9408         4-5     0.35000 
           4     0.15000       COMB7         Min  -9.871E-05     30.5757         4-1     0.15000 
           4     0.50000       COMB7         Min  -8.374E-05     10.8608         4-1     0.50000 
           4     0.50000       COMB7         Min  -8.374E-05     10.8608         4-2     0.00000 
           4     1.00000       COMB7         Min  -6.234E-05     -6.1874         4-2     0.50000 
           4     1.00000       COMB7         Min  -6.234E-05     -6.1874         4-3     0.00000 
           4     1.25000       COMB7         Min  -5.165E-05     -8.8944         4-3     0.25000 
           4     1.50000       COMB7         Min  -4.095E-05    -12.9186         4-3     0.50000 
           4     1.50000       COMB7         Min  -4.095E-05    -12.9186         4-4     0.00000 
           4     2.00000       COMB7         Min  -1.956E-05     -9.3375         4-4     0.50000 
           4     2.00000       COMB7         Min  -1.956E-05     -9.3375         4-5     0.00000 
           4     2.35000       COMB7         Min  -4.587E-06      0.9408         4-5     0.35000 
           4     0.15000       COMB8         Max  -1.642E-04     36.8886         4-1     0.15000 
           4     0.50000       COMB8         Max  -1.399E-04     13.8515         4-1     0.50000 
           4     0.50000       COMB8         Max  -1.399E-04     13.8515         4-2     0.00000 
           4     1.00000       COMB8         Max  -1.053E-04     -6.5092         4-2     0.50000 
           4     1.00000       COMB8         Max  -1.053E-04     -6.5092         4-3     0.00000 
           4     1.25000       COMB8         Max  -8.796E-05    -10.1566         4-3     0.25000 
           4     1.50000       COMB8         Max  -7.063E-05    -15.1211         4-3     0.50000 
           4     1.50000       COMB8         Max  -7.063E-05    -15.1211         4-4     0.00000 
           4     2.00000       COMB8         Max  -3.597E-05    -11.9904         4-4     0.50000 
           4     2.00000       COMB8         Max  -3.597E-05    -11.9904         4-5     0.00000 
           4     2.35000       COMB8         Max  -1.171E-05     -1.0265         4-5     0.35000 
           4     0.15000       COMB8         Min  -1.642E-04     36.8886         4-1     0.15000 
           4     0.50000       COMB8         Min  -1.399E-04     13.8515         4-1     0.50000 
           4     0.50000       COMB8         Min  -1.399E-04     13.8515         4-2     0.00000 
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           4     1.00000       COMB8         Min  -1.053E-04     -6.5092         4-2     0.50000 
           4     1.00000       COMB8         Min  -1.053E-04     -6.5092         4-3     0.00000 
           4     1.25000       COMB8         Min  -8.796E-05    -10.1566         4-3     0.25000 
           4     1.50000       COMB8         Min  -7.063E-05    -15.1211         4-3     0.50000 
           4     1.50000       COMB8         Min  -7.063E-05    -15.1211         4-4     0.00000 
           4     2.00000       COMB8         Min  -3.597E-05    -11.9904         4-4     0.50000 
           4     2.00000       COMB8         Min  -3.597E-05    -11.9904         4-5     0.00000 
           4     2.35000       COMB8         Min  -1.171E-05     -1.0265         4-5     0.35000 
           4     0.15000       COMB9         Max  -7.941E-05     29.2649         4-1     0.15000 
           4     0.50000       COMB9         Max  -6.892E-05     10.2897         4-1     0.50000 
           4     0.50000       COMB9         Max  -6.892E-05     10.2897         4-2     0.00000 
           4     1.00000       COMB9         Max  -5.392E-05     -6.0538         4-2     0.50000 
           4     1.00000       COMB9         Max  -5.392E-05     -6.0538         4-3     0.00000 
           4     1.25000       COMB9         Max  -4.642E-05     -8.5843         4-3     0.25000 
           4     1.50000       COMB9         Max  -3.892E-05    -12.4320         4-3     0.50000 
           4     1.50000       COMB9         Max  -3.892E-05    -12.4320         4-4     0.00000 
           4     2.00000       COMB9         Max  -2.392E-05     -8.8495         4-4     0.50000 
           4     2.00000       COMB9         Max  -2.392E-05     -8.8495         4-5     0.00000 
           4     2.35000       COMB9         Max  -1.342E-05      1.1840         4-5     0.35000 
           4     0.15000       COMB9         Min  -7.941E-05     29.2649         4-1     0.15000 
           4     0.50000       COMB9         Min  -6.892E-05     10.2897         4-1     0.50000 
           4     0.50000       COMB9         Min  -6.892E-05     10.2897         4-2     0.00000 
           4     1.00000       COMB9         Min  -5.392E-05     -6.0538         4-2     0.50000 
           4     1.00000       COMB9         Min  -5.392E-05     -6.0538         4-3     0.00000 
           4     1.25000       COMB9         Min  -4.642E-05     -8.5843         4-3     0.25000 
           4     1.50000       COMB9         Min  -3.892E-05    -12.4320         4-3     0.50000 
           4     1.50000       COMB9         Min  -3.892E-05    -12.4320         4-4     0.00000 
           4     2.00000       COMB9         Min  -2.392E-05     -8.8495         4-4     0.50000 
           4     2.00000       COMB9         Min  -2.392E-05     -8.8495         4-5     0.00000 
           4     2.35000       COMB9         Min  -1.342E-05      1.1840         4-5     0.35000 
           4     0.15000      COMB10         Max     -0.0046     27.4343         4-1     0.15000 
           4     0.50000      COMB10         Max     -0.0018      9.0793         4-1     0.50000 
           4     0.50000      COMB10         Max     -0.0018      9.0793         4-2     0.00000 
           4     1.00000      COMB10         Max      0.0023     -6.4197         4-2     0.50000 
           4     1.00000      COMB10         Max      0.0023     -6.4197         4-3     0.00000 
           4     1.25000      COMB10         Max      0.0043     -8.5485         4-3     0.25000 
           4     1.50000      COMB10         Max      0.0063    -11.9944         4-3     0.50000 
           4     1.50000      COMB10         Max      0.0063    -11.9944         4-4     0.00000 
           4     2.00000      COMB10         Max      0.0104     -7.6486         4-4     0.50000 
           4     2.00000      COMB10         Max      0.0104     -7.6486         4-5     0.00000 
           4     2.35000      COMB10         Max      0.0132      2.8912         4-5     0.35000 
           4     0.15000      COMB10         Min     -0.0046     27.4343         4-1     0.15000 
           4     0.50000      COMB10         Min     -0.0018      9.0793         4-1     0.50000 
           4     0.50000      COMB10         Min     -0.0018      9.0793         4-2     0.00000 
           4     1.00000      COMB10         Min      0.0023     -6.4197         4-2     0.50000 
           4     1.00000      COMB10         Min      0.0023     -6.4197         4-3     0.00000 
           4     1.25000      COMB10         Min      0.0043     -8.5485         4-3     0.25000 
           4     1.50000      COMB10         Min      0.0063    -11.9944         4-3     0.50000 
           4     1.50000      COMB10         Min      0.0063    -11.9944         4-4     0.00000 
           4     2.00000      COMB10         Min      0.0104     -7.6486         4-4     0.50000 
           4     2.00000      COMB10         Min      0.0104     -7.6486         4-5     0.00000 
           4     2.35000      COMB10         Min      0.0132      2.8912         4-5     0.35000 
           4     0.15000      COMB11         Max  -1.449E-04     35.5778         4-1     0.15000 
           4     0.50000      COMB11         Max  -1.251E-04     13.2804         4-1     0.50000 
           4     0.50000      COMB11         Max  -1.251E-04     13.2804         4-2     0.00000 
           4     1.00000      COMB11         Max  -9.686E-05     -6.3756         4-2     0.50000 
           4     1.00000      COMB11         Max  -9.686E-05     -6.3756         4-3     0.00000 
           4     1.25000      COMB11         Max  -8.272E-05     -9.8465         4-3     0.25000 
           4     1.50000      COMB11         Max  -6.859E-05    -14.6345         4-3     0.50000 
           4     1.50000      COMB11         Max  -6.859E-05    -14.6345         4-4     0.00000 
           4     2.00000      COMB11         Max  -4.033E-05    -11.5024         4-4     0.50000 
           4     2.00000      COMB11         Max  -4.033E-05    -11.5024         4-5     0.00000 
           4     2.35000      COMB11         Max  -2.054E-05     -0.7834         4-5     0.35000 
           4     0.15000      COMB11         Min  -1.449E-04     35.5778         4-1     0.15000 
           4     0.50000      COMB11         Min  -1.251E-04     13.2804         4-1     0.50000 
           4     0.50000      COMB11         Min  -1.251E-04     13.2804         4-2     0.00000 
           4     1.00000      COMB11         Min  -9.686E-05     -6.3756         4-2     0.50000 
           4     1.00000      COMB11         Min  -9.686E-05     -6.3756         4-3     0.00000 
           4     1.25000      COMB11         Min  -8.272E-05     -9.8465         4-3     0.25000 
           4     1.50000      COMB11         Min  -6.859E-05    -14.6345         4-3     0.50000 
           4     1.50000      COMB11         Min  -6.859E-05    -14.6345         4-4     0.00000 
           4     2.00000      COMB11         Min  -4.033E-05    -11.5024         4-4     0.50000 
           4     2.00000      COMB11         Min  -4.033E-05    -11.5024         4-5     0.00000 
           4     2.35000      COMB11         Min  -2.054E-05     -0.7834         4-5     0.35000 
           4     0.15000      COMB12         Max     -0.0047     33.7472         4-1     0.15000 
           4     0.50000      COMB12         Max     -0.0018     12.0700         4-1     0.50000 
           4     0.50000      COMB12         Max     -0.0018     12.0700         4-2     0.00000 
           4     1.00000      COMB12         Max      0.0022     -6.7415         4-2     0.50000 
           4     1.00000      COMB12         Max      0.0022     -6.7415         4-3     0.00000 
           4     1.25000      COMB12         Max      0.0043     -9.8106         4-3     0.25000 
           4     1.50000      COMB12         Max      0.0063    -14.1969         4-3     0.50000 
           4     1.50000      COMB12         Max      0.0063    -14.1969         4-4     0.00000 
           4     2.00000      COMB12         Max      0.0104    -10.3015         4-4     0.50000 
           4     2.00000      COMB12         Max      0.0104    -10.3015         4-5     0.00000 
           4     2.35000      COMB12         Max      0.0132      0.9238         4-5     0.35000 
           4     0.15000      COMB12         Min     -0.0047     33.7472         4-1     0.15000 
           4     0.50000      COMB12         Min     -0.0018     12.0700         4-1     0.50000 
           4     0.50000      COMB12         Min     -0.0018     12.0700         4-2     0.00000 
           4     1.00000      COMB12         Min      0.0022     -6.7415         4-2     0.50000 
           4     1.00000      COMB12         Min      0.0022     -6.7415         4-3     0.00000 
           4     1.25000      COMB12         Min      0.0043     -9.8106         4-3     0.25000 
           4     1.50000      COMB12         Min      0.0063    -14.1969         4-3     0.50000 
           4     1.50000      COMB12         Min      0.0063    -14.1969         4-4     0.00000 
           4     2.00000      COMB12         Min      0.0104    -10.3015         4-4     0.50000 
           4     2.00000      COMB12         Min      0.0104    -10.3015         4-5     0.00000 
           4     2.35000      COMB12         Min      0.0132      0.9238         4-5     0.35000 
           4     0.15000      COMB13         Max      0.0224     42.9302         4-1     0.15000 
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           4     0.50000      COMB13         Max      0.0179     17.9604         4-1     0.50000 
           4     0.50000      COMB13         Max      0.0179     17.9604         4-2     0.00000 
           4     1.00000      COMB13         Max      0.0321     -5.1489         4-2     0.50000 
           4     1.00000      COMB13         Max      0.0321     -5.1489         4-3     0.00000 
           4     1.25000      COMB13         Max      0.0315    -10.1388         4-3     0.25000 
           4     1.50000      COMB13         Max      0.0321    -14.5920         4-3     0.50000 
           4     1.50000      COMB13         Max      0.0321    -14.5920         4-4     0.00000 
           4     2.00000      COMB13         Max      0.0228    -10.4584         4-4     0.50000 
           4     2.00000      COMB13         Max      0.0228    -10.4584         4-5     0.00000 
           4     2.35000      COMB13         Max      0.0322      1.1941         4-5     0.35000 
           4     0.15000      COMB13         Min     -0.0227     34.6067         4-1     0.15000 
           4     0.50000      COMB13         Min     -0.0182     12.3147         4-1     0.50000 
           4     0.50000      COMB13         Min     -0.0182     12.3147         4-2     0.00000 
           4     1.00000      COMB13         Min     -0.0323     -7.0028         4-2     0.50000 
           4     1.00000      COMB13         Min     -0.0323     -7.0028         4-3     0.00000 
           4     1.25000      COMB13         Min     -0.0317    -10.1652         4-3     0.25000 
           4     1.50000      COMB13         Min     -0.0322    -16.4987         4-3     0.50000 
           4     1.50000      COMB13         Min     -0.0322    -16.4987         4-4     0.00000 
           4     2.00000      COMB13         Min     -0.0228    -16.0971         4-4     0.50000 
           4     2.00000      COMB13         Min     -0.0228    -16.0971         4-5     0.00000 
           4     2.35000      COMB13         Min     -0.0322     -7.0385         4-5     0.35000 
           4     0.15000      COMB14         Max      0.4107     43.7493         4-1     0.15000 
           4     0.50000      COMB14         Max      0.1050     18.4233         4-1     0.50000 
           4     0.50000      COMB14         Max      0.1050     18.4233         4-2     0.00000 
           4     1.00000      COMB14         Max      0.2868     -5.0900         4-2     0.50000 
           4     1.00000      COMB14         Max      0.2868     -5.0900         4-3     0.00000 
           4     1.25000      COMB14         Max      0.2846    -10.0447         4-3     0.25000 
           4     1.50000      COMB14         Max      0.2849    -14.3500         4-3     0.50000 
           4     1.50000      COMB14         Max      0.2849    -14.3500         4-4     0.00000 
           4     2.00000      COMB14         Max      0.1094    -10.0200         4-4     0.50000 
           4     2.00000      COMB14         Max      0.1094    -10.0200         4-5     0.00000 
           4     2.35000      COMB14         Max      0.4142      1.6978         4-5     0.35000 
           4     0.15000      COMB14         Min     -0.4110     33.7877         4-1     0.15000 
           4     0.50000      COMB14         Min     -0.1053     11.8518         4-1     0.50000 
           4     0.50000      COMB14         Min     -0.1053     11.8518         4-2     0.00000 
           4     1.00000      COMB14         Min     -0.2870     -7.0617         4-2     0.50000 
           4     1.00000      COMB14         Min     -0.2870     -7.0617         4-3     0.00000 
           4     1.25000      COMB14         Min     -0.2848    -10.2593         4-3     0.25000 
           4     1.50000      COMB14         Min     -0.2851    -16.7407         4-3     0.50000 
           4     1.50000      COMB14         Min     -0.2851    -16.7407         4-4     0.00000 
           4     2.00000      COMB14         Min     -0.1094    -16.5355         4-4     0.50000 
           4     2.00000      COMB14         Min     -0.1094    -16.5355         4-5     0.00000 
           4     2.35000      COMB14         Min     -0.4143     -7.5421         4-5     0.35000 
           4     0.15000         INV         Max      0.4107     43.7493         4-1     0.15000 
           4     0.50000         INV         Max      0.1050     18.4233         4-1     0.50000 
           4     0.50000         INV         Max      0.1050     18.4233         4-2     0.00000 
           4     1.00000         INV         Max      0.2868     -5.0900         4-2     0.50000 
           4     1.00000         INV         Max      0.2868     -5.0900         4-3     0.00000 
           4     1.25000         INV         Max      0.2846     -8.5393         4-3     0.25000 
           4     1.50000         INV         Max      0.2849    -11.9944         4-3     0.50000 
           4     1.50000         INV         Max      0.2849    -11.9944         4-4     0.00000 
           4     2.00000         INV         Max      0.1094     -7.6486         4-4     0.50000 
           4     2.00000         INV         Max      0.1094     -7.6486         4-5     0.00000 
           4     2.35000         INV         Max      0.4142      2.8912         4-5     0.35000 
           4     0.15000         INV         Min     -0.4110     27.4343         4-1     0.15000 
           4     0.50000         INV         Min     -0.1053      9.0793         4-1     0.50000 
           4     0.50000         INV         Min     -0.1053      9.0793         4-2     0.00000 
           4     1.00000         INV         Min     -0.2870     -7.0617         4-2     0.50000 
           4     1.00000         INV         Min     -0.2870     -7.0617         4-3     0.00000 
           4     1.25000         INV         Min     -0.2848    -10.2593         4-3     0.25000 
           4     1.50000         INV         Min     -0.2851    -16.7407         4-3     0.50000 
           4     1.50000         INV         Min     -0.2851    -16.7407         4-4     0.00000 
           4     2.00000         INV         Min     -0.1094    -16.5355         4-4     0.50000 
           4     2.00000         INV         Min     -0.1094    -16.5355         4-5     0.00000 
           4     2.35000         INV         Min     -0.4143     -7.5421         4-5     0.35000 
           5     0.15000          PP              -4.845E-06     52.4905         5-1     0.15000 
           5     0.50000          PP              -3.654E-06     27.8726         5-1     0.50000 
           5     0.50000          PP              -3.654E-06     27.8726         5-2     0.00000 
           5     1.00000          PP              -1.952E-06      1.5148         5-2     0.50000 
           5     1.00000          PP              -1.952E-06      1.5148         5-3     0.00000 
           5     1.25000          PP              -1.101E-06     -7.0653         5-3     0.25000 
           5     1.50000          PP              -2.506E-07    -16.6502         5-3     0.50000 
           5     1.50000          PP              -2.506E-07    -16.6502         5-4     0.00000 
           5     2.00000          PP               1.451E-06    -26.6355         5-4     0.50000 
           5     2.00000          PP               1.451E-06    -26.6355         5-5     0.00000 
           5     2.35000          PP               2.642E-06    -27.4834         5-5     0.35000 
           5     0.15000        PERM               5.602E-05     20.6855         5-1     0.15000 
           5     0.50000        PERM               4.454E-05     12.0707         5-1     0.50000 
           5     0.50000        PERM               4.454E-05     12.0707         5-2     0.00000 
           5     1.00000        PERM               2.812E-05      2.0371         5-2     0.50000 
           5     1.00000        PERM               2.812E-05      2.0371         5-3     0.00000 
           5     1.25000        PERM               1.992E-05     -1.7836         5-3     0.25000 
           5     1.50000        PERM               1.171E-05     -5.9168         5-3     0.50000 
           5     1.50000        PERM               1.171E-05     -5.9168         5-4     0.00000 
           5     2.00000        PERM              -4.698E-06    -11.7968         5-4     0.50000 
           5     2.00000        PERM              -4.698E-06    -11.7968         5-5     0.00000 
           5     2.35000        PERM              -1.619E-05    -14.3327         5-5     0.35000 
           5     0.15000        NEVE               3.833E-05     14.1374         5-1     0.15000 
           5     0.50000        NEVE               3.047E-05      8.3329         5-1     0.50000 
           5     0.50000        NEVE               3.047E-05      8.3329         5-2     0.00000 
           5     1.00000        NEVE               1.924E-05      1.4678         5-2     0.50000 
           5     1.00000        NEVE               1.924E-05      1.4678         5-3     0.00000 
           5     1.25000        NEVE               1.363E-05     -1.2533         5-3     0.25000 
           5     1.50000        NEVE               8.014E-06     -3.9744         5-3     0.50000 
           5     1.50000        NEVE               8.014E-06     -3.9744         5-4     0.00000 
           5     2.00000        NEVE              -3.215E-06     -7.9975         5-4     0.50000 
           5     2.00000        NEVE              -3.215E-06     -7.9975         5-5     0.00000 
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           5     2.35000        NEVE              -1.107E-05     -9.8224         5-5     0.35000 
           5     0.15000      VENTOX               4.093E-06     -3.2411         5-1     0.15000 
           5     0.50000      VENTOX               2.222E-06     -1.8887         5-1     0.50000 
           5     0.50000      VENTOX               2.222E-06     -1.8887         5-2     0.00000 
           5     1.00000      VENTOX              -4.505E-07     -0.3075         5-2     0.50000 
           5     1.00000      VENTOX              -4.505E-07     -0.3075         5-3     0.00000 
           5     1.25000      VENTOX              -1.787E-06      0.3082         5-3     0.25000 
           5     1.50000      VENTOX              -3.123E-06      0.9239         5-3     0.50000 
           5     1.50000      VENTOX              -3.123E-06      0.9239         5-4     0.00000 
           5     2.00000      VENTOX              -5.796E-06      1.8062         5-4     0.50000 
           5     2.00000      VENTOX              -5.796E-06      1.8062         5-5     0.00000 
           5     2.35000      VENTOX              -7.666E-06      2.1801         5-5     0.35000 
           5     0.15000      VENTOY                 -0.0124     -5.5697         5-1     0.15000 
           5     0.50000      VENTOY                 -0.0100     -3.4409         5-1     0.50000 
           5     0.50000      VENTOY                 -0.0100     -3.4409         5-2     0.00000 
           5     1.00000      VENTOY                 -0.0067     -0.7896         5-2     0.50000 
           5     1.00000      VENTOY                 -0.0067     -0.7896         5-3     0.00000 
           5     1.25000      VENTOY                 -0.0050      0.3418         5-3     0.25000 
           5     1.50000      VENTOY                 -0.0033      1.4732         5-3     0.50000 
           5     1.50000      VENTOY                 -0.0033      1.4732         5-4     0.00000 
           5     2.00000      VENTOY               1.769E-05      3.3494         5-4     0.50000 
           5     2.00000      VENTOY               1.769E-05      3.3494         5-5     0.00000 
           5     2.35000      VENTOY                  0.0024      4.3929         5-5     0.35000 
           5     0.15000      SISMAX         Max      0.0304      4.0847         5-1     0.15000 
           5     0.50000      SISMAX         Max      0.0211      2.7748         5-1     0.50000 
           5     0.50000      SISMAX         Max      0.0211      2.7748         5-2     0.00000 
           5     1.00000      SISMAX         Max      0.0377      0.9154         5-2     0.50000 
           5     1.00000      SISMAX         Max      0.0377      0.9154         5-3     0.00000 
           5     1.25000      SISMAX         Max      0.0373      0.0090         5-3     0.25000 
           5     1.50000      SISMAX         Max      0.0383      0.9333         5-3     0.50000 
           5     1.50000      SISMAX         Max      0.0383      0.9333         5-4     0.00000 
           5     2.00000      SISMAX         Max      0.0279      2.7724         5-4     0.50000 
           5     2.00000      SISMAX         Max      0.0279      2.7724         5-5     0.00000 
           5     2.35000      SISMAX         Max      0.0401      4.0538         5-5     0.35000 
           5     0.15000      SISMAY         Max      0.4156      6.7530         5-1     0.15000 
           5     0.50000      SISMAY         Max      0.1145      4.4991         5-1     0.50000 
           5     0.50000      SISMAY         Max      0.1145      4.4991         5-2     0.00000 
           5     1.00000      SISMAY         Max      0.2742      1.3954         5-2     0.50000 
           5     1.00000      SISMAY         Max      0.2742      1.3954         5-3     0.00000 
           5     1.25000      SISMAY         Max      0.2723      0.1015         5-3     0.25000 
           5     1.50000      SISMAY         Max      0.2727      1.5947         5-3     0.50000 
           5     1.50000      SISMAY         Max      0.2727      1.5947         5-4     0.00000 
           5     2.00000      SISMAY         Max      0.0937      4.4724         5-4     0.50000 
           5     2.00000      SISMAY         Max      0.0937      4.4724         5-5     0.00000 
           5     2.35000      SISMAY         Max      0.4032      6.4098         5-5     0.35000 
           5     0.15000        TERM               1.046E-06      0.9678         5-1     0.15000 
           5     0.50000        TERM               7.978E-07      0.6660         5-1     0.50000 
           5     0.50000        TERM               7.978E-07      0.6660         5-2     0.00000 
           5     1.00000        TERM               4.426E-07      0.2284         5-2     0.50000 
           5     1.00000        TERM               4.426E-07      0.2284         5-3     0.00000 
           5     1.25000        TERM               2.650E-07      0.0062         5-3     0.25000 
           5     1.50000        TERM               8.745E-08     -0.2161         5-3     0.50000 
           5     1.50000        TERM               8.745E-08     -0.2161         5-4     0.00000 
           5     2.00000        TERM              -2.677E-07     -0.6677         5-4     0.50000 
           5     2.00000        TERM              -2.677E-07     -0.6677         5-5     0.00000 
           5     2.35000        TERM              -5.163E-07     -0.9890         5-5     0.35000 
           5     0.15000       COMB1         Max   5.223E-05     74.1438         5-1     0.15000 
           5     0.50000       COMB1         Max   4.168E-05     40.6093         5-1     0.50000 
           5     0.50000       COMB1         Max   4.168E-05     40.6093         5-2     0.00000 
           5     1.00000       COMB1         Max   2.662E-05      3.7803         5-2     0.50000 
           5     1.00000       COMB1         Max   2.662E-05      3.7803         5-3     0.00000 
           5     1.25000       COMB1         Max   1.908E-05     -8.8428         5-3     0.25000 
           5     1.50000       COMB1         Max   1.155E-05    -22.7830         5-3     0.50000 
           5     1.50000       COMB1         Max   1.155E-05    -22.7830         5-4     0.00000 
           5     2.00000       COMB1         Max  -3.515E-06    -39.0999         5-4     0.50000 
           5     2.00000       COMB1         Max  -3.515E-06    -39.0999         5-5     0.00000 
           5     2.35000       COMB1         Max  -1.406E-05    -42.8051         5-5     0.35000 
           5     0.15000       COMB1         Min   5.223E-05     74.1438         5-1     0.15000 
           5     0.50000       COMB1         Min   4.168E-05     40.6093         5-1     0.50000 
           5     0.50000       COMB1         Min   4.168E-05     40.6093         5-2     0.00000 
           5     1.00000       COMB1         Min   2.662E-05      3.7803         5-2     0.50000 
           5     1.00000       COMB1         Min   2.662E-05      3.7803         5-3     0.00000 
           5     1.25000       COMB1         Min   1.908E-05     -8.8428         5-3     0.25000 
           5     1.50000       COMB1         Min   1.155E-05    -22.7830         5-3     0.50000 
           5     1.50000       COMB1         Min   1.155E-05    -22.7830         5-4     0.00000 
           5     2.00000       COMB1         Min  -3.515E-06    -39.0999         5-4     0.50000 
           5     2.00000       COMB1         Min  -3.515E-06    -39.0999         5-5     0.00000 
           5     2.35000       COMB1         Min  -1.406E-05    -42.8051         5-5     0.35000 
           5     0.15000       COMB2         Max   9.056E-05     88.2812         5-1     0.15000 
           5     0.50000       COMB2         Max   7.215E-05     48.9422         5-1     0.50000 
           5     0.50000       COMB2         Max   7.215E-05     48.9422         5-2     0.00000 
           5     1.00000       COMB2         Max   4.586E-05      5.2481         5-2     0.50000 
           5     1.00000       COMB2         Max   4.586E-05      5.2481         5-3     0.00000 
           5     1.25000       COMB2         Max   3.271E-05    -10.0960         5-3     0.25000 
           5     1.50000       COMB2         Max   1.956E-05    -26.7574         5-3     0.50000 
           5     1.50000       COMB2         Max   1.956E-05    -26.7574         5-4     0.00000 
           5     2.00000       COMB2         Max  -6.729E-06    -47.0974         5-4     0.50000 
           5     2.00000       COMB2         Max  -6.729E-06    -47.0974         5-5     0.00000 
           5     2.35000       COMB2         Max  -2.514E-05    -52.6276         5-5     0.35000 
           5     0.15000       COMB2         Min   9.056E-05     88.2812         5-1     0.15000 
           5     0.50000       COMB2         Min   7.215E-05     48.9422         5-1     0.50000 
           5     0.50000       COMB2         Min   7.215E-05     48.9422         5-2     0.00000 
           5     1.00000       COMB2         Min   4.586E-05      5.2481         5-2     0.50000 
           5     1.00000       COMB2         Min   4.586E-05      5.2481         5-3     0.00000 
           5     1.25000       COMB2         Min   3.271E-05    -10.0960         5-3     0.25000 
           5     1.50000       COMB2         Min   1.956E-05    -26.7574         5-3     0.50000 
           5     1.50000       COMB2         Min   1.956E-05    -26.7574         5-4     0.00000 
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           5     2.00000       COMB2         Min  -6.729E-06    -47.0974         5-4     0.50000 
           5     2.00000       COMB2         Min  -6.729E-06    -47.0974         5-5     0.00000 
           5     2.35000       COMB2         Min  -2.514E-05    -52.6276         5-5     0.35000 
           5     0.15000       COMB3         Max   5.632E-05     70.9027         5-1     0.15000 
           5     0.50000       COMB3         Max   4.390E-05     38.7206         5-1     0.50000 
           5     0.50000       COMB3         Max   4.390E-05     38.7206         5-2     0.00000 
           5     1.00000       COMB3         Max   2.616E-05      3.4728         5-2     0.50000 
           5     1.00000       COMB3         Max   2.616E-05      3.4728         5-3     0.00000 
           5     1.25000       COMB3         Max   1.730E-05     -8.5346         5-3     0.25000 
           5     1.50000       COMB3         Max   8.427E-06    -21.8592         5-3     0.50000 
           5     1.50000       COMB3         Max   8.427E-06    -21.8592         5-4     0.00000 
           5     2.00000       COMB3         Max  -9.310E-06    -37.2937         5-4     0.50000 
           5     2.00000       COMB3         Max  -9.310E-06    -37.2937         5-5     0.00000 
           5     2.35000       COMB3         Max  -2.173E-05    -40.6251         5-5     0.35000 
           5     0.15000       COMB3         Min   5.632E-05     70.9027         5-1     0.15000 
           5     0.50000       COMB3         Min   4.390E-05     38.7206         5-1     0.50000 
           5     0.50000       COMB3         Min   4.390E-05     38.7206         5-2     0.00000 
           5     1.00000       COMB3         Min   2.616E-05      3.4728         5-2     0.50000 
           5     1.00000       COMB3         Min   2.616E-05      3.4728         5-3     0.00000 
           5     1.25000       COMB3         Min   1.730E-05     -8.5346         5-3     0.25000 
           5     1.50000       COMB3         Min   8.427E-06    -21.8592         5-3     0.50000 
           5     1.50000       COMB3         Min   8.427E-06    -21.8592         5-4     0.00000 
           5     2.00000       COMB3         Min  -9.310E-06    -37.2937         5-4     0.50000 
           5     2.00000       COMB3         Min  -9.310E-06    -37.2937         5-5     0.00000 
           5     2.35000       COMB3         Min  -2.173E-05    -40.6251         5-5     0.35000 
           5     0.15000       COMB4         Max     -0.0123     68.5741         5-1     0.15000 
           5     0.50000       COMB4         Max     -0.0100     37.1685         5-1     0.50000 
           5     0.50000       COMB4         Max     -0.0100     37.1685         5-2     0.00000 
           5     1.00000       COMB4         Max     -0.0067      2.9907         5-2     0.50000 
           5     1.00000       COMB4         Max     -0.0067      2.9907         5-3     0.00000 
           5     1.25000       COMB4         Max     -0.0050     -8.5010         5-3     0.25000 
           5     1.50000       COMB4         Max     -0.0033    -21.3098         5-3     0.50000 
           5     1.50000       COMB4         Max     -0.0033    -21.3098         5-4     0.00000 
           5     2.00000       COMB4         Max   1.417E-05    -35.7505         5-4     0.50000 
           5     2.00000       COMB4         Max   1.417E-05    -35.7505         5-5     0.00000 
           5     2.35000       COMB4         Max      0.0023    -38.4122         5-5     0.35000 
           5     0.15000       COMB4         Min     -0.0123     68.5741         5-1     0.15000 
           5     0.50000       COMB4         Min     -0.0100     37.1685         5-1     0.50000 
           5     0.50000       COMB4         Min     -0.0100     37.1685         5-2     0.00000 
           5     1.00000       COMB4         Min     -0.0067      2.9907         5-2     0.50000 
           5     1.00000       COMB4         Min     -0.0067      2.9907         5-3     0.00000 
           5     1.25000       COMB4         Min     -0.0050     -8.5010         5-3     0.25000 
           5     1.50000       COMB4         Min     -0.0033    -21.3098         5-3     0.50000 
           5     1.50000       COMB4         Min     -0.0033    -21.3098         5-4     0.00000 
           5     2.00000       COMB4         Min   1.417E-05    -35.7505         5-4     0.50000 
           5     2.00000       COMB4         Min   1.417E-05    -35.7505         5-5     0.00000 
           5     2.35000       COMB4         Min      0.0023    -38.4122         5-5     0.35000 
           5     0.15000       COMB5         Max   9.465E-05     85.0401         5-1     0.15000 
           5     0.50000       COMB5         Max   7.437E-05     47.0535         5-1     0.50000 
           5     0.50000       COMB5         Max   7.437E-05     47.0535         5-2     0.00000 
           5     1.00000       COMB5         Max   4.541E-05      4.9406         5-2     0.50000 
           5     1.00000       COMB5         Max   4.541E-05      4.9406         5-3     0.00000 
           5     1.25000       COMB5         Max   3.092E-05     -9.7878         5-3     0.25000 
           5     1.50000       COMB5         Max   1.644E-05    -25.8335         5-3     0.50000 
           5     1.50000       COMB5         Max   1.644E-05    -25.8335         5-4     0.00000 
           5     2.00000       COMB5         Max  -1.252E-05    -45.2912         5-4     0.50000 
           5     2.00000       COMB5         Max  -1.252E-05    -45.2912         5-5     0.00000 
           5     2.35000       COMB5         Max  -3.280E-05    -50.4475         5-5     0.35000 
           5     0.15000       COMB5         Min   9.465E-05     85.0401         5-1     0.15000 
           5     0.50000       COMB5         Min   7.437E-05     47.0535         5-1     0.50000 
           5     0.50000       COMB5         Min   7.437E-05     47.0535         5-2     0.00000 
           5     1.00000       COMB5         Min   4.541E-05      4.9406         5-2     0.50000 
           5     1.00000       COMB5         Min   4.541E-05      4.9406         5-3     0.00000 
           5     1.25000       COMB5         Min   3.092E-05     -9.7878         5-3     0.25000 
           5     1.50000       COMB5         Min   1.644E-05    -25.8335         5-3     0.50000 
           5     1.50000       COMB5         Min   1.644E-05    -25.8335         5-4     0.00000 
           5     2.00000       COMB5         Min  -1.252E-05    -45.2912         5-4     0.50000 
           5     2.00000       COMB5         Min  -1.252E-05    -45.2912         5-5     0.00000 
           5     2.35000       COMB5         Min  -3.280E-05    -50.4475         5-5     0.35000 
           5     0.15000       COMB6         Max     -0.0123     82.7115         5-1     0.15000 
           5     0.50000       COMB6         Max     -0.0100     45.5014         5-1     0.50000 
           5     0.50000       COMB6         Max     -0.0100     45.5014         5-2     0.00000 
           5     1.00000       COMB6         Max     -0.0066      4.4585         5-2     0.50000 
           5     1.00000       COMB6         Max     -0.0066      4.4585         5-3     0.00000 
           5     1.25000       COMB6         Max     -0.0050     -9.7542         5-3     0.25000 
           5     1.50000       COMB6         Max     -0.0033    -25.2841         5-3     0.50000 
           5     1.50000       COMB6         Max     -0.0033    -25.2841         5-4     0.00000 
           5     2.00000       COMB6         Max   1.096E-05    -43.7480         5-4     0.50000 
           5     2.00000       COMB6         Max   1.096E-05    -43.7480         5-5     0.00000 
           5     2.35000       COMB6         Max      0.0023    -48.2346         5-5     0.35000 
           5     0.15000       COMB6         Min     -0.0123     82.7115         5-1     0.15000 
           5     0.50000       COMB6         Min     -0.0100     45.5014         5-1     0.50000 
           5     0.50000       COMB6         Min     -0.0100     45.5014         5-2     0.00000 
           5     1.00000       COMB6         Min     -0.0066      4.4585         5-2     0.50000 
           5     1.00000       COMB6         Min     -0.0066      4.4585         5-3     0.00000 
           5     1.25000       COMB6         Min     -0.0050     -9.7542         5-3     0.25000 
           5     1.50000       COMB6         Min     -0.0033    -25.2841         5-3     0.50000 
           5     1.50000       COMB6         Min     -0.0033    -25.2841         5-4     0.00000 
           5     2.00000       COMB6         Min   1.096E-05    -43.7480         5-4     0.50000 
           5     2.00000       COMB6         Min   1.096E-05    -43.7480         5-5     0.00000 
           5     2.35000       COMB6         Min      0.0023    -48.2346         5-5     0.35000 
           5     0.15000       COMB7         Max   5.013E-05     72.2082         5-1     0.15000 
           5     0.50000       COMB7         Max   4.008E-05     39.2773         5-1     0.50000 
           5     0.50000       COMB7         Max   4.008E-05     39.2773         5-2     0.00000 
           5     1.00000       COMB7         Max   2.573E-05      3.3235         5-2     0.50000 
           5     1.00000       COMB7         Max   2.573E-05      3.3235         5-3     0.00000 
           5     1.25000       COMB7         Max   1.855E-05     -8.8551         5-3     0.25000 
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           5     1.50000       COMB7         Max   1.138E-05    -22.3509         5-3     0.50000 
           5     1.50000       COMB7         Max   1.138E-05    -22.3509         5-4     0.00000 
           5     2.00000       COMB7         Max  -2.979E-06    -37.7646         5-4     0.50000 
           5     2.00000       COMB7         Max  -2.979E-06    -37.7646         5-5     0.00000 
           5     2.35000       COMB7         Max  -1.303E-05    -40.8271         5-5     0.35000 
           5     0.15000       COMB7         Min   5.013E-05     72.2082         5-1     0.15000 
           5     0.50000       COMB7         Min   4.008E-05     39.2773         5-1     0.50000 
           5     0.50000       COMB7         Min   4.008E-05     39.2773         5-2     0.00000 
           5     1.00000       COMB7         Min   2.573E-05      3.3235         5-2     0.50000 
           5     1.00000       COMB7         Min   2.573E-05      3.3235         5-3     0.00000 
           5     1.25000       COMB7         Min   1.855E-05     -8.8551         5-3     0.25000 
           5     1.50000       COMB7         Min   1.138E-05    -22.3509         5-3     0.50000 
           5     1.50000       COMB7         Min   1.138E-05    -22.3509         5-4     0.00000 
           5     2.00000       COMB7         Min  -2.979E-06    -37.7646         5-4     0.50000 
           5     2.00000       COMB7         Min  -2.979E-06    -37.7646         5-5     0.00000 
           5     2.35000       COMB7         Min  -1.303E-05    -40.8271         5-5     0.35000 
           5     0.15000       COMB8         Max   8.847E-05     86.3457         5-1     0.15000 
           5     0.50000       COMB8         Max   7.056E-05     47.6102         5-1     0.50000 
           5     0.50000       COMB8         Max   7.056E-05     47.6102         5-2     0.00000 
           5     1.00000       COMB8         Max   4.497E-05      4.7913         5-2     0.50000 
           5     1.00000       COMB8         Max   4.497E-05      4.7913         5-3     0.00000 
           5     1.25000       COMB8         Max   3.218E-05    -10.1084         5-3     0.25000 
           5     1.50000       COMB8         Max   1.939E-05    -26.3253         5-3     0.50000 
           5     1.50000       COMB8         Max   1.939E-05    -26.3253         5-4     0.00000 
           5     2.00000       COMB8         Max  -6.194E-06    -45.7621         5-4     0.50000 
           5     2.00000       COMB8         Max  -6.194E-06    -45.7621         5-5     0.00000 
           5     2.35000       COMB8         Max  -2.410E-05    -50.6495         5-5     0.35000 
           5     0.15000       COMB8         Min   8.847E-05     86.3457         5-1     0.15000 
           5     0.50000       COMB8         Min   7.056E-05     47.6102         5-1     0.50000 
           5     0.50000       COMB8         Min   7.056E-05     47.6102         5-2     0.00000 
           5     1.00000       COMB8         Min   4.497E-05      4.7913         5-2     0.50000 
           5     1.00000       COMB8         Min   4.497E-05      4.7913         5-3     0.00000 
           5     1.25000       COMB8         Min   3.218E-05    -10.1084         5-3     0.25000 
           5     1.50000       COMB8         Min   1.939E-05    -26.3253         5-3     0.50000 
           5     1.50000       COMB8         Min   1.939E-05    -26.3253         5-4     0.00000 
           5     2.00000       COMB8         Min  -6.194E-06    -45.7621         5-4     0.50000 
           5     2.00000       COMB8         Min  -6.194E-06    -45.7621         5-5     0.00000 
           5     2.35000       COMB8         Min  -2.410E-05    -50.6495         5-5     0.35000 
           5     0.15000       COMB9         Max   5.423E-05     68.9671         5-1     0.15000 
           5     0.50000       COMB9         Max   4.231E-05     37.3886         5-1     0.50000 
           5     0.50000       COMB9         Max   4.231E-05     37.3886         5-2     0.00000 
           5     1.00000       COMB9         Max   2.528E-05      3.0160         5-2     0.50000 
           5     1.00000       COMB9         Max   2.528E-05      3.0160         5-3     0.00000 
           5     1.25000       COMB9         Max   1.677E-05     -8.5469         5-3     0.25000 
           5     1.50000       COMB9         Max   8.252E-06    -21.4270         5-3     0.50000 
           5     1.50000       COMB9         Max   8.252E-06    -21.4270         5-4     0.00000 
           5     2.00000       COMB9         Max  -8.775E-06    -35.9583         5-4     0.50000 
           5     2.00000       COMB9         Max  -8.775E-06    -35.9583         5-5     0.00000 
           5     2.35000       COMB9         Max  -2.069E-05    -38.6470         5-5     0.35000 
           5     0.15000       COMB9         Min   5.423E-05     68.9671         5-1     0.15000 
           5     0.50000       COMB9         Min   4.231E-05     37.3886         5-1     0.50000 
           5     0.50000       COMB9         Min   4.231E-05     37.3886         5-2     0.00000 
           5     1.00000       COMB9         Min   2.528E-05      3.0160         5-2     0.50000 
           5     1.00000       COMB9         Min   2.528E-05      3.0160         5-3     0.00000 
           5     1.25000       COMB9         Min   1.677E-05     -8.5469         5-3     0.25000 
           5     1.50000       COMB9         Min   8.252E-06    -21.4270         5-3     0.50000 
           5     1.50000       COMB9         Min   8.252E-06    -21.4270         5-4     0.00000 
           5     2.00000       COMB9         Min  -8.775E-06    -35.9583         5-4     0.50000 
           5     2.00000       COMB9         Min  -8.775E-06    -35.9583         5-5     0.00000 
           5     2.35000       COMB9         Min  -2.069E-05    -38.6470         5-5     0.35000 
           5     0.15000      COMB10         Max     -0.0123     66.6385         5-1     0.15000 
           5     0.50000      COMB10         Max     -0.0100     35.8364         5-1     0.50000 
           5     0.50000      COMB10         Max     -0.0100     35.8364         5-2     0.00000 
           5     1.00000      COMB10         Max     -0.0067      2.5339         5-2     0.50000 
           5     1.00000      COMB10         Max     -0.0067      2.5339         5-3     0.00000 
           5     1.25000      COMB10         Max     -0.0050     -8.5133         5-3     0.25000 
           5     1.50000      COMB10         Max     -0.0033    -20.8777         5-3     0.50000 
           5     1.50000      COMB10         Max     -0.0033    -20.8777         5-4     0.00000 
           5     2.00000      COMB10         Max   1.471E-05    -34.4152         5-4     0.50000 
           5     2.00000      COMB10         Max   1.471E-05    -34.4152         5-5     0.00000 
           5     2.35000      COMB10         Max      0.0023    -36.4341         5-5     0.35000 
           5     0.15000      COMB10         Min     -0.0123     66.6385         5-1     0.15000 
           5     0.50000      COMB10         Min     -0.0100     35.8364         5-1     0.50000 
           5     0.50000      COMB10         Min     -0.0100     35.8364         5-2     0.00000 
           5     1.00000      COMB10         Min     -0.0067      2.5339         5-2     0.50000 
           5     1.00000      COMB10         Min     -0.0067      2.5339         5-3     0.00000 
           5     1.25000      COMB10         Min     -0.0050     -8.5133         5-3     0.25000 
           5     1.50000      COMB10         Min     -0.0033    -20.8777         5-3     0.50000 
           5     1.50000      COMB10         Min     -0.0033    -20.8777         5-4     0.00000 
           5     2.00000      COMB10         Min   1.471E-05    -34.4152         5-4     0.50000 
           5     2.00000      COMB10         Min   1.471E-05    -34.4152         5-5     0.00000 
           5     2.35000      COMB10         Min      0.0023    -36.4341         5-5     0.35000 
           5     0.15000      COMB11         Max   9.256E-05     83.1045         5-1     0.15000 
           5     0.50000      COMB11         Max   7.278E-05     45.7215         5-1     0.50000 
           5     0.50000      COMB11         Max   7.278E-05     45.7215         5-2     0.00000 
           5     1.00000      COMB11         Max   4.452E-05      4.4838         5-2     0.50000 
           5     1.00000      COMB11         Max   4.452E-05      4.4838         5-3     0.00000 
           5     1.25000      COMB11         Max   3.039E-05     -9.8002         5-3     0.25000 
           5     1.50000      COMB11         Max   1.627E-05    -25.4014         5-3     0.50000 
           5     1.50000      COMB11         Max   1.627E-05    -25.4014         5-4     0.00000 
           5     2.00000      COMB11         Max  -1.199E-05    -43.9558         5-4     0.50000 
           5     2.00000      COMB11         Max  -1.199E-05    -43.9558         5-5     0.00000 
           5     2.35000      COMB11         Max  -3.177E-05    -48.4694         5-5     0.35000 
           5     0.15000      COMB11         Min   9.256E-05     83.1045         5-1     0.15000 
           5     0.50000      COMB11         Min   7.278E-05     45.7215         5-1     0.50000 
           5     0.50000      COMB11         Min   7.278E-05     45.7215         5-2     0.00000 
           5     1.00000      COMB11         Min   4.452E-05      4.4838         5-2     0.50000 
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           5     1.00000      COMB11         Min   4.452E-05      4.4838         5-3     0.00000 
           5     1.25000      COMB11         Min   3.039E-05     -9.8002         5-3     0.25000 
           5     1.50000      COMB11         Min   1.627E-05    -25.4014         5-3     0.50000 
           5     1.50000      COMB11         Min   1.627E-05    -25.4014         5-4     0.00000 
           5     2.00000      COMB11         Min  -1.199E-05    -43.9558         5-4     0.50000 
           5     2.00000      COMB11         Min  -1.199E-05    -43.9558         5-5     0.00000 
           5     2.35000      COMB11         Min  -3.177E-05    -48.4694         5-5     0.35000 
           5     0.15000      COMB12         Max     -0.0123     80.7759         5-1     0.15000 
           5     0.50000      COMB12         Max     -0.0100     44.1693         5-1     0.50000 
           5     0.50000      COMB12         Max     -0.0100     44.1693         5-2     0.00000 
           5     1.00000      COMB12         Max     -0.0066      4.0017         5-2     0.50000 
           5     1.00000      COMB12         Max     -0.0066      4.0017         5-3     0.00000 
           5     1.25000      COMB12         Max     -0.0050     -9.7666         5-3     0.25000 
           5     1.50000      COMB12         Max     -0.0033    -24.8520         5-3     0.50000 
           5     1.50000      COMB12         Max     -0.0033    -24.8520         5-4     0.00000 
           5     2.00000      COMB12         Max   1.149E-05    -42.4127         5-4     0.50000 
           5     2.00000      COMB12         Max   1.149E-05    -42.4127         5-5     0.00000 
           5     2.35000      COMB12         Max      0.0023    -46.2566         5-5     0.35000 
           5     0.15000      COMB12         Min     -0.0123     80.7759         5-1     0.15000 
           5     0.50000      COMB12         Min     -0.0100     44.1693         5-1     0.50000 
           5     0.50000      COMB12         Min     -0.0100     44.1693         5-2     0.00000 
           5     1.00000      COMB12         Min     -0.0066      4.0017         5-2     0.50000 
           5     1.00000      COMB12         Min     -0.0066      4.0017         5-3     0.00000 
           5     1.25000      COMB12         Min     -0.0050     -9.7666         5-3     0.25000 
           5     1.50000      COMB12         Min     -0.0033    -24.8520         5-3     0.50000 
           5     1.50000      COMB12         Min     -0.0033    -24.8520         5-4     0.00000 
           5     2.00000      COMB12         Min   1.149E-05    -42.4127         5-4     0.50000 
           5     2.00000      COMB12         Min   1.149E-05    -42.4127         5-5     0.00000 
           5     2.35000      COMB12         Min      0.0023    -46.2566         5-5     0.35000 
           5     0.15000      COMB13         Max      0.0305     91.3981         5-1     0.15000 
           5     0.50000      COMB13         Max      0.0212     51.0510         5-1     0.50000 
           5     0.50000      COMB13         Max      0.0212     51.0510         5-2     0.00000 
           5     1.00000      COMB13         Max      0.0377      5.9351         5-2     0.50000 
           5     1.00000      COMB13         Max      0.0377      5.9351         5-3     0.00000 
           5     1.25000      COMB13         Max      0.0374    -10.0932         5-3     0.25000 
           5     1.50000      COMB13         Max      0.0384    -25.6080         5-3     0.50000 
           5     1.50000      COMB13         Max      0.0384    -25.6080         5-4     0.00000 
           5     2.00000      COMB13         Max      0.0279    -43.6574         5-4     0.50000 
           5     2.00000      COMB13         Max      0.0279    -43.6574         5-5     0.00000 
           5     2.35000      COMB13         Max      0.0401    -47.5847         5-5     0.35000 
           5     0.15000      COMB13         Min     -0.0303     83.2288         5-1     0.15000 
           5     0.50000      COMB13         Min     -0.0210     45.5015         5-1     0.50000 
           5     0.50000      COMB13         Min     -0.0210     45.5015         5-2     0.00000 
           5     1.00000      COMB13         Min     -0.0376      4.1044         5-2     0.50000 
           5     1.00000      COMB13         Min     -0.0376      4.1044         5-3     0.00000 
           5     1.25000      COMB13         Min     -0.0373    -10.1112         5-3     0.25000 
           5     1.50000      COMB13         Min     -0.0383    -27.4746         5-3     0.50000 
           5     1.50000      COMB13         Min     -0.0383    -27.4746         5-4     0.00000 
           5     2.00000      COMB13         Min     -0.0279    -49.2021         5-4     0.50000 
           5     2.00000      COMB13         Min     -0.0279    -49.2021         5-5     0.00000 
           5     2.35000      COMB13         Min     -0.0402    -55.6924         5-5     0.35000 
           5     0.15000      COMB14         Max      0.4157     94.0665         5-1     0.15000 
           5     0.50000      COMB14         Max      0.1146     52.7753         5-1     0.50000 
           5     0.50000      COMB14         Max      0.1146     52.7753         5-2     0.00000 
           5     1.00000      COMB14         Max      0.2743      6.4151         5-2     0.50000 
           5     1.00000      COMB14         Max      0.2743      6.4151         5-3     0.00000 
           5     1.25000      COMB14         Max      0.2723    -10.0007         5-3     0.25000 
           5     1.50000      COMB14         Max      0.2727    -24.9466         5-3     0.50000 
           5     1.50000      COMB14         Max      0.2727    -24.9466         5-4     0.00000 
           5     2.00000      COMB14         Max      0.0937    -41.9573         5-4     0.50000 
           5     2.00000      COMB14         Max      0.0937    -41.9573         5-5     0.00000 
           5     2.35000      COMB14         Max      0.4032    -45.2287         5-5     0.35000 
           5     0.15000      COMB14         Min     -0.4155     80.5604         5-1     0.15000 
           5     0.50000      COMB14         Min     -0.1144     43.7772         5-1     0.50000 
           5     0.50000      COMB14         Min     -0.1144     43.7772         5-2     0.00000 
           5     1.00000      COMB14         Min     -0.2742      3.6243         5-2     0.50000 
           5     1.00000      COMB14         Min     -0.2742      3.6243         5-3     0.00000 
           5     1.25000      COMB14         Min     -0.2722    -10.2037         5-3     0.25000 
           5     1.50000      COMB14         Min     -0.2726    -28.1360         5-3     0.50000 
           5     1.50000      COMB14         Min     -0.2726    -28.1360         5-4     0.00000 
           5     2.00000      COMB14         Min     -0.0937    -50.9022         5-4     0.50000 
           5     2.00000      COMB14         Min     -0.0937    -50.9022         5-5     0.00000 
           5     2.35000      COMB14         Min     -0.4032    -58.0483         5-5     0.35000 
           5     0.15000         INV         Max      0.4157     94.0665         5-1     0.15000 
           5     0.50000         INV         Max      0.1146     52.7753         5-1     0.50000 
           5     0.50000         INV         Max      0.1146     52.7753         5-2     0.00000 
           5     1.00000         INV         Max      0.2743      6.4151         5-2     0.50000 
           5     1.00000         INV         Max      0.2743      6.4151         5-3     0.00000 
           5     1.25000         INV         Max      0.2723     -8.5010         5-3     0.25000 
           5     1.50000         INV         Max      0.2727    -20.8777         5-3     0.50000 
           5     1.50000         INV         Max      0.2727    -20.8777         5-4     0.00000 
           5     2.00000         INV         Max      0.0937    -34.4152         5-4     0.50000 
           5     2.00000         INV         Max      0.0937    -34.4152         5-5     0.00000 
           5     2.35000         INV         Max      0.4032    -36.4341         5-5     0.35000 
           5     0.15000         INV         Min     -0.4155     66.6385         5-1     0.15000 
           5     0.50000         INV         Min     -0.1144     35.8364         5-1     0.50000 
           5     0.50000         INV         Min     -0.1144     35.8364         5-2     0.00000 
           5     1.00000         INV         Min     -0.2742      2.5339         5-2     0.50000 
           5     1.00000         INV         Min     -0.2742      2.5339         5-3     0.00000 
           5     1.25000         INV         Min     -0.2722    -10.2037         5-3     0.25000 
           5     1.50000         INV         Min     -0.2726    -28.1360         5-3     0.50000 
           5     1.50000         INV         Min     -0.2726    -28.1360         5-4     0.00000 
           5     2.00000         INV         Min     -0.0937    -50.9022         5-4     0.50000 
           5     2.00000         INV         Min     -0.0937    -50.9022         5-5     0.00000 
           5     2.35000         INV         Min     -0.4032    -58.0483         5-5     0.35000 
           6     0.15000          PP               8.037E-06     23.7775         6-1     0.15000 
           6     0.50000          PP               3.361E-06      8.3320         6-1     0.50000 
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           6     0.50000          PP               3.361E-06      8.3320         6-2     0.00000 
           6     1.00000          PP              -3.319E-06     -4.9676         6-2     0.50000 
           6     1.00000          PP              -3.319E-06     -4.9676         6-3     0.00000 
           6     1.25000          PP              -6.659E-06     -7.0371         6-3     0.25000 
           6     1.50000          PP              -9.999E-06    -10.1112         6-3     0.50000 
           6     1.50000          PP              -9.999E-06    -10.1112         6-4     0.00000 
           6     2.00000          PP              -1.668E-05     -7.1025         6-4     0.50000 
           6     2.00000          PP              -1.668E-05     -7.1025         6-5     0.00000 
           6     2.35000          PP              -2.135E-05      1.1322         6-5     0.35000 
           6     0.15000        PERM              -1.010E-05     15.9972         6-1     0.15000 
           6     0.50000        PERM              -7.146E-06      8.8927         6-1     0.50000 
           6     0.50000        PERM              -7.146E-06      8.8927         6-2     0.00000 
           6     1.00000        PERM              -2.929E-06      0.9955         6-2     0.50000 
           6     1.00000        PERM              -2.929E-06      0.9955         6-3     0.00000 
           6     1.25000        PERM              -8.201E-07     -1.7669         6-3     0.25000 
           6     1.50000        PERM               1.288E-06     -4.8417         6-3     0.50000 
           6     1.50000        PERM               1.288E-06     -4.8417         6-4     0.00000 
           6     2.00000        PERM               5.505E-06     -8.6232         6-4     0.50000 
           6     2.00000        PERM               5.505E-06     -8.6232         6-5     0.00000 
           6     2.35000        PERM               8.457E-06     -9.7020         6-5     0.35000 
           6     0.15000        NEVE              -6.909E-06     10.9296         6-1     0.15000 
           6     0.50000        NEVE              -4.889E-06      6.1585         6-1     0.50000 
           6     0.50000        NEVE              -4.889E-06      6.1585         6-2     0.00000 
           6     1.00000        NEVE              -2.004E-06      0.7551         6-2     0.50000 
           6     1.00000        NEVE              -2.004E-06      0.7551         6-3     0.00000 
           6     1.25000        NEVE              -5.611E-07     -1.2418         6-3     0.25000 
           6     1.50000        NEVE               8.816E-07     -3.2388         6-3     0.50000 
           6     1.50000        NEVE               8.816E-07     -3.2388         6-4     0.00000 
           6     2.00000        NEVE               3.767E-06     -5.8261         6-4     0.50000 
           6     2.00000        NEVE               3.767E-06     -5.8261         6-5     0.00000 
           6     2.35000        NEVE               5.787E-06     -6.6540         6-5     0.35000 
           6     0.15000      VENTOX              -5.499E-07     -2.4525         6-1     0.15000 
           6     0.50000      VENTOX               2.093E-06     -1.3539         6-1     0.50000 
           6     0.50000      VENTOX               2.093E-06     -1.3539         6-2     0.00000 
           6     1.00000      VENTOX               5.869E-06     -0.1319         6-2     0.50000 
           6     1.00000      VENTOX               5.869E-06     -0.1319         6-3     0.00000 
           6     1.25000      VENTOX               7.757E-06      0.3056         6-3     0.25000 
           6     1.50000      VENTOX               9.645E-06      0.7432         6-3     0.50000 
           6     1.50000      VENTOX               9.645E-06      0.7432         6-4     0.00000 
           6     2.00000      VENTOX               1.342E-05      1.2721         6-4     0.50000 
           6     2.00000      VENTOX               1.342E-05      1.2721         6-5     0.00000 
           6     2.35000      VENTOX               1.606E-05      1.4003         6-5     0.35000 
           6     0.15000      VENTOY                 -0.0097     -4.8615         6-1     0.15000 
           6     0.50000      VENTOY                 -0.0033     -2.9634         6-1     0.50000 
           6     0.50000      VENTOY                 -0.0033     -2.9634         6-2     0.00000 
           6     1.00000      VENTOY                  0.0058     -0.6359         6-2     0.50000 
           6     1.00000      VENTOY                  0.0058     -0.6359         6-3     0.00000 
           6     1.25000      VENTOY                  0.0103      0.3367         6-3     0.25000 
           6     1.50000      VENTOY                  0.0149      1.3093         6-3     0.50000 
           6     1.50000      VENTOY                  0.0149      1.3093         6-4     0.00000 
           6     2.00000      VENTOY                  0.0239      2.8733         6-4     0.50000 
           6     2.00000      VENTOY                  0.0239      2.8733         6-5     0.00000 
           6     2.35000      VENTOY                  0.0303      3.7022         6-5     0.35000 
           6     0.15000      SISMAX         Max      0.0375      4.0184         6-1     0.15000 
           6     0.50000      SISMAX         Max      0.0254      2.7339         6-1     0.50000 
           6     0.50000      SISMAX         Max      0.0254      2.7339         6-2     0.00000 
           6     1.00000      SISMAX         Max      0.0458      0.9061         6-2     0.50000 
           6     1.00000      SISMAX         Max      0.0458      0.9061         6-3     0.00000 
           6     1.25000      SISMAX         Max      0.0452      0.0048         6-3     0.25000 
           6     1.50000      SISMAX         Max      0.0463      0.9157         6-3     0.50000 
           6     1.50000      SISMAX         Max      0.0463      0.9157         6-4     0.00000 
           6     2.00000      SISMAX         Max      0.0338      2.7326         6-4     0.50000 
           6     2.00000      SISMAX         Max      0.0338      2.7326         6-5     0.00000 
           6     2.35000      SISMAX         Max      0.0504      4.0019         6-5     0.35000 
           6     0.15000      SISMAY         Max      0.4022      7.1253         6-1     0.15000 
           6     0.50000      SISMAY         Max      0.0844      4.7600         6-1     0.50000 
           6     0.50000      SISMAY         Max      0.0844      4.7600         6-2     0.00000 
           6     1.00000      SISMAY         Max      0.2758      1.4895         6-2     0.50000 
           6     1.00000      SISMAY         Max      0.2758      1.4895         6-3     0.00000 
           6     1.25000      SISMAY         Max      0.2776      0.0945         6-3     0.25000 
           6     1.50000      SISMAY         Max      0.2803      1.6750         6-3     0.50000 
           6     1.50000      SISMAY         Max      0.2803      1.6750         6-4     0.00000 
           6     2.00000      SISMAY         Max      0.1038      4.7352         6-4     0.50000 
           6     2.00000      SISMAY         Max      0.1038      4.7352         6-5     0.00000 
           6     2.35000      SISMAY         Max      0.4039      6.8059         6-5     0.35000 
           6     0.15000        TERM               7.530E-06      0.3068         6-1     0.15000 
           6     0.50000        TERM               3.428E-06      0.2163         6-1     0.50000 
           6     0.50000        TERM               3.428E-06      0.2163         6-2     0.00000 
           6     1.00000        TERM              -2.432E-06      0.0793         6-2     0.50000 
           6     1.00000        TERM              -2.432E-06      0.0793         6-3     0.00000 
           6     1.25000        TERM              -5.362E-06      0.0069         6-3     0.25000 
           6     1.50000        TERM              -8.291E-06     -0.0655         6-3     0.50000 
           6     1.50000        TERM              -8.291E-06     -0.0655         6-4     0.00000 
           6     2.00000        TERM              -1.415E-05     -0.2181         6-4     0.50000 
           6     2.00000        TERM              -1.415E-05     -0.2181         6-5     0.00000 
           6     2.35000        TERM              -1.825E-05     -0.3305         6-5     0.35000 
           6     0.15000       COMB1         Max   5.470E-06     40.0815         6-1     0.15000 
           6     0.50000       COMB1         Max  -3.562E-07     17.4409         6-1     0.50000 
           6     0.50000       COMB1         Max  -3.562E-07     17.4409         6-2     0.00000 
           6     1.00000       COMB1         Max  -8.679E-06     -3.8928         6-2     0.50000 
           6     1.00000       COMB1         Max  -8.679E-06     -3.8928         6-3     0.00000 
           6     1.25000       COMB1         Max  -1.284E-05     -8.7970         6-3     0.25000 
           6     1.50000       COMB1         Max  -1.700E-05    -15.0184         6-3     0.50000 
           6     1.50000       COMB1         Max  -1.700E-05    -15.0184         6-4     0.00000 
           6     2.00000       COMB1         Max  -2.532E-05    -15.9438         6-4     0.50000 
           6     2.00000       COMB1         Max  -2.532E-05    -15.9438         6-5     0.00000 
           6     2.35000       COMB1         Max  -3.115E-05     -8.9003         6-5     0.35000 
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           6     0.15000       COMB1         Min   5.470E-06     40.0815         6-1     0.15000 
           6     0.50000       COMB1         Min  -3.562E-07     17.4409         6-1     0.50000 
           6     0.50000       COMB1         Min  -3.562E-07     17.4409         6-2     0.00000 
           6     1.00000       COMB1         Min  -8.679E-06     -3.8928         6-2     0.50000 
           6     1.00000       COMB1         Min  -8.679E-06     -3.8928         6-3     0.00000 
           6     1.25000       COMB1         Min  -1.284E-05     -8.7970         6-3     0.25000 
           6     1.50000       COMB1         Min  -1.700E-05    -15.0184         6-3     0.50000 
           6     1.50000       COMB1         Min  -1.700E-05    -15.0184         6-4     0.00000 
           6     2.00000       COMB1         Min  -2.532E-05    -15.9438         6-4     0.50000 
           6     2.00000       COMB1         Min  -2.532E-05    -15.9438         6-5     0.00000 
           6     2.35000       COMB1         Min  -3.115E-05     -8.9003         6-5     0.35000 
           6     0.15000       COMB2         Max  -1.439E-06     51.0112         6-1     0.15000 
           6     0.50000       COMB2         Max  -5.245E-06     23.5994         6-1     0.50000 
           6     0.50000       COMB2         Max  -5.245E-06     23.5994         6-2     0.00000 
           6     1.00000       COMB2         Max  -1.068E-05     -3.1377         6-2     0.50000 
           6     1.00000       COMB2         Max  -1.068E-05     -3.1377         6-3     0.00000 
           6     1.25000       COMB2         Max  -1.340E-05    -10.0389         6-3     0.25000 
           6     1.50000       COMB2         Max  -1.612E-05    -18.2572         6-3     0.50000 
           6     1.50000       COMB2         Max  -1.612E-05    -18.2572         6-4     0.00000 
           6     2.00000       COMB2         Max  -2.156E-05    -21.7699         6-4     0.50000 
           6     2.00000       COMB2         Max  -2.156E-05    -21.7699         6-5     0.00000 
           6     2.35000       COMB2         Max  -2.536E-05    -15.5543         6-5     0.35000 
           6     0.15000       COMB2         Min  -1.439E-06     51.0112         6-1     0.15000 
           6     0.50000       COMB2         Min  -5.245E-06     23.5994         6-1     0.50000 
           6     0.50000       COMB2         Min  -5.245E-06     23.5994         6-2     0.00000 
           6     1.00000       COMB2         Min  -1.068E-05     -3.1377         6-2     0.50000 
           6     1.00000       COMB2         Min  -1.068E-05     -3.1377         6-3     0.00000 
           6     1.25000       COMB2         Min  -1.340E-05    -10.0389         6-3     0.25000 
           6     1.50000       COMB2         Min  -1.612E-05    -18.2572         6-3     0.50000 
           6     1.50000       COMB2         Min  -1.612E-05    -18.2572         6-4     0.00000 
           6     2.00000       COMB2         Min  -2.156E-05    -21.7699         6-4     0.50000 
           6     2.00000       COMB2         Min  -2.156E-05    -21.7699         6-5     0.00000 
           6     2.35000       COMB2         Min  -2.536E-05    -15.5543         6-5     0.35000 
           6     0.15000       COMB3         Max   4.920E-06     37.6290         6-1     0.15000 
           6     0.50000       COMB3         Max   1.737E-06     16.0871         6-1     0.50000 
           6     0.50000       COMB3         Max   1.737E-06     16.0871         6-2     0.00000 
           6     1.00000       COMB3         Max  -2.810E-06     -4.0248         6-2     0.50000 
           6     1.00000       COMB3         Max  -2.810E-06     -4.0248         6-3     0.00000 
           6     1.25000       COMB3         Max  -5.083E-06     -8.4914         6-3     0.25000 
           6     1.50000       COMB3         Max  -7.357E-06    -14.2752         6-3     0.50000 
           6     1.50000       COMB3         Max  -7.357E-06    -14.2752         6-4     0.00000 
           6     2.00000       COMB3         Max  -1.190E-05    -14.6717         6-4     0.50000 
           6     2.00000       COMB3         Max  -1.190E-05    -14.6717         6-5     0.00000 
           6     2.35000       COMB3         Max  -1.509E-05     -7.5000         6-5     0.35000 
           6     0.15000       COMB3         Min   4.920E-06     37.6290         6-1     0.15000 
           6     0.50000       COMB3         Min   1.737E-06     16.0871         6-1     0.50000 
           6     0.50000       COMB3         Min   1.737E-06     16.0871         6-2     0.00000 
           6     1.00000       COMB3         Min  -2.810E-06     -4.0248         6-2     0.50000 
           6     1.00000       COMB3         Min  -2.810E-06     -4.0248         6-3     0.00000 
           6     1.25000       COMB3         Min  -5.083E-06     -8.4914         6-3     0.25000 
           6     1.50000       COMB3         Min  -7.357E-06    -14.2752         6-3     0.50000 
           6     1.50000       COMB3         Min  -7.357E-06    -14.2752         6-4     0.00000 
           6     2.00000       COMB3         Min  -1.190E-05    -14.6717         6-4     0.50000 
           6     2.00000       COMB3         Min  -1.190E-05    -14.6717         6-5     0.00000 
           6     2.35000       COMB3         Min  -1.509E-05     -7.5000         6-5     0.35000 
           6     0.15000       COMB4         Max     -0.0097     35.2201         6-1     0.15000 
           6     0.50000       COMB4         Max     -0.0033     14.4775         6-1     0.50000 
           6     0.50000       COMB4         Max     -0.0033     14.4775         6-2     0.00000 
           6     1.00000       COMB4         Max      0.0058     -4.5287         6-2     0.50000 
           6     1.00000       COMB4         Max      0.0058     -4.5287         6-3     0.00000 
           6     1.25000       COMB4         Max      0.0103     -8.4603         6-3     0.25000 
           6     1.50000       COMB4         Max      0.0148    -13.7091         6-3     0.50000 
           6     1.50000       COMB4         Max      0.0148    -13.7091         6-4     0.00000 
           6     2.00000       COMB4         Max      0.0239    -13.0704         6-4     0.50000 
           6     2.00000       COMB4         Max      0.0239    -13.0704         6-5     0.00000 
           6     2.35000       COMB4         Max      0.0303     -5.1981         6-5     0.35000 
           6     0.15000       COMB4         Min     -0.0097     35.2201         6-1     0.15000 
           6     0.50000       COMB4         Min     -0.0033     14.4775         6-1     0.50000 
           6     0.50000       COMB4         Min     -0.0033     14.4775         6-2     0.00000 
           6     1.00000       COMB4         Min      0.0058     -4.5287         6-2     0.50000 
           6     1.00000       COMB4         Min      0.0058     -4.5287         6-3     0.00000 
           6     1.25000       COMB4         Min      0.0103     -8.4603         6-3     0.25000 
           6     1.50000       COMB4         Min      0.0148    -13.7091         6-3     0.50000 
           6     1.50000       COMB4         Min      0.0148    -13.7091         6-4     0.00000 
           6     2.00000       COMB4         Min      0.0239    -13.0704         6-4     0.50000 
           6     2.00000       COMB4         Min      0.0239    -13.0704         6-5     0.00000 
           6     2.35000       COMB4         Min      0.0303     -5.1981         6-5     0.35000 
           6     0.15000       COMB5         Max  -1.989E-06     48.5586         6-1     0.15000 
           6     0.50000       COMB5         Max  -3.152E-06     22.2455         6-1     0.50000 
           6     0.50000       COMB5         Max  -3.152E-06     22.2455         6-2     0.00000 
           6     1.00000       COMB5         Max  -4.814E-06     -3.2697         6-2     0.50000 
           6     1.00000       COMB5         Max  -4.814E-06     -3.2697         6-3     0.00000 
           6     1.25000       COMB5         Max  -5.644E-06     -9.7332         6-3     0.25000 
           6     1.50000       COMB5         Max  -6.475E-06    -17.5140         6-3     0.50000 
           6     1.50000       COMB5         Max  -6.475E-06    -17.5140         6-4     0.00000 
           6     2.00000       COMB5         Max  -8.137E-06    -20.4978         6-4     0.50000 
           6     2.00000       COMB5         Max  -8.137E-06    -20.4978         6-5     0.00000 
           6     2.35000       COMB5         Max  -9.300E-06    -14.1541         6-5     0.35000 
           6     0.15000       COMB5         Min  -1.989E-06     48.5586         6-1     0.15000 
           6     0.50000       COMB5         Min  -3.152E-06     22.2455         6-1     0.50000 
           6     0.50000       COMB5         Min  -3.152E-06     22.2455         6-2     0.00000 
           6     1.00000       COMB5         Min  -4.814E-06     -3.2697         6-2     0.50000 
           6     1.00000       COMB5         Min  -4.814E-06     -3.2697         6-3     0.00000 
           6     1.25000       COMB5         Min  -5.644E-06     -9.7332         6-3     0.25000 
           6     1.50000       COMB5         Min  -6.475E-06    -17.5140         6-3     0.50000 
           6     1.50000       COMB5         Min  -6.475E-06    -17.5140         6-4     0.00000 
           6     2.00000       COMB5         Min  -8.137E-06    -20.4978         6-4     0.50000 
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           6     2.00000       COMB5         Min  -8.137E-06    -20.4978         6-5     0.00000 
           6     2.35000       COMB5         Min  -9.300E-06    -14.1541         6-5     0.35000 
           6     0.15000       COMB6         Max     -0.0097     46.1497         6-1     0.15000 
           6     0.50000       COMB6         Max     -0.0033     20.6360         6-1     0.50000 
           6     0.50000       COMB6         Max     -0.0033     20.6360         6-2     0.00000 
           6     1.00000       COMB6         Max      0.0058     -3.7736         6-2     0.50000 
           6     1.00000       COMB6         Max      0.0058     -3.7736         6-3     0.00000 
           6     1.25000       COMB6         Max      0.0103     -9.7022         6-3     0.25000 
           6     1.50000       COMB6         Max      0.0148    -16.9479         6-3     0.50000 
           6     1.50000       COMB6         Max      0.0148    -16.9479         6-4     0.00000 
           6     2.00000       COMB6         Max      0.0239    -18.8965         6-4     0.50000 
           6     2.00000       COMB6         Max      0.0239    -18.8965         6-5     0.00000 
           6     2.35000       COMB6         Max      0.0303    -11.8521         6-5     0.35000 
           6     0.15000       COMB6         Min     -0.0097     46.1497         6-1     0.15000 
           6     0.50000       COMB6         Min     -0.0033     20.6360         6-1     0.50000 
           6     0.50000       COMB6         Min     -0.0033     20.6360         6-2     0.00000 
           6     1.00000       COMB6         Min      0.0058     -3.7736         6-2     0.50000 
           6     1.00000       COMB6         Min      0.0058     -3.7736         6-3     0.00000 
           6     1.25000       COMB6         Min      0.0103     -9.7022         6-3     0.25000 
           6     1.50000       COMB6         Min      0.0148    -16.9479         6-3     0.50000 
           6     1.50000       COMB6         Min      0.0148    -16.9479         6-4     0.00000 
           6     2.00000       COMB6         Min      0.0239    -18.8965         6-4     0.50000 
           6     2.00000       COMB6         Min      0.0239    -18.8965         6-5     0.00000 
           6     2.35000       COMB6         Min      0.0303    -11.8521         6-5     0.35000 
           6     0.15000       COMB7         Max  -9.590E-06     39.4680         6-1     0.15000 
           6     0.50000       COMB7         Max  -7.212E-06     17.0084         6-1     0.50000 
           6     0.50000       COMB7         Max  -7.212E-06     17.0084         6-2     0.00000 
           6     1.00000       COMB7         Max  -3.816E-06     -4.0514         6-2     0.50000 
           6     1.00000       COMB7         Max  -3.816E-06     -4.0514         6-3     0.00000 
           6     1.25000       COMB7         Max  -2.117E-06     -8.8108         6-3     0.25000 
           6     1.50000       COMB7         Max  -4.189E-07    -14.8874         6-3     0.50000 
           6     1.50000       COMB7         Max  -4.189E-07    -14.8874         6-4     0.00000 
           6     2.00000       COMB7         Max   2.978E-06    -15.5076         6-4     0.50000 
           6     2.00000       COMB7         Max   2.978E-06    -15.5076         6-5     0.00000 
           6     2.35000       COMB7         Max   5.356E-06     -8.2393         6-5     0.35000 
           6     0.15000       COMB7         Min  -9.590E-06     39.4680         6-1     0.15000 
           6     0.50000       COMB7         Min  -7.212E-06     17.0084         6-1     0.50000 
           6     0.50000       COMB7         Min  -7.212E-06     17.0084         6-2     0.00000 
           6     1.00000       COMB7         Min  -3.816E-06     -4.0514         6-2     0.50000 
           6     1.00000       COMB7         Min  -3.816E-06     -4.0514         6-3     0.00000 
           6     1.25000       COMB7         Min  -2.117E-06     -8.8108         6-3     0.25000 
           6     1.50000       COMB7         Min  -4.189E-07    -14.8874         6-3     0.50000 
           6     1.50000       COMB7         Min  -4.189E-07    -14.8874         6-4     0.00000 
           6     2.00000       COMB7         Min   2.978E-06    -15.5076         6-4     0.50000 
           6     2.00000       COMB7         Min   2.978E-06    -15.5076         6-5     0.00000 
           6     2.35000       COMB7         Min   5.356E-06     -8.2393         6-5     0.35000 
           6     0.15000       COMB8         Max  -1.650E-05     50.3976         6-1     0.15000 
           6     0.50000       COMB8         Max  -1.210E-05     23.1669         6-1     0.50000 
           6     0.50000       COMB8         Max  -1.210E-05     23.1669         6-2     0.00000 
           6     1.00000       COMB8         Max  -5.819E-06     -3.2963         6-2     0.50000 
           6     1.00000       COMB8         Max  -5.819E-06     -3.2963         6-3     0.00000 
           6     1.25000       COMB8         Max  -2.678E-06    -10.0526         6-3     0.25000 
           6     1.50000       COMB8         Max   4.627E-07    -18.1262         6-3     0.50000 
           6     1.50000       COMB8         Max   4.627E-07    -18.1262         6-4     0.00000 
           6     2.00000       COMB8         Max   6.745E-06    -21.3337         6-4     0.50000 
           6     2.00000       COMB8         Max   6.745E-06    -21.3337         6-5     0.00000 
           6     2.35000       COMB8         Max   1.114E-05    -14.8933         6-5     0.35000 
           6     0.15000       COMB8         Min  -1.650E-05     50.3976         6-1     0.15000 
           6     0.50000       COMB8         Min  -1.210E-05     23.1669         6-1     0.50000 
           6     0.50000       COMB8         Min  -1.210E-05     23.1669         6-2     0.00000 
           6     1.00000       COMB8         Min  -5.819E-06     -3.2963         6-2     0.50000 
           6     1.00000       COMB8         Min  -5.819E-06     -3.2963         6-3     0.00000 
           6     1.25000       COMB8         Min  -2.678E-06    -10.0526         6-3     0.25000 
           6     1.50000       COMB8         Min   4.627E-07    -18.1262         6-3     0.50000 
           6     1.50000       COMB8         Min   4.627E-07    -18.1262         6-4     0.00000 
           6     2.00000       COMB8         Min   6.745E-06    -21.3337         6-4     0.50000 
           6     2.00000       COMB8         Min   6.745E-06    -21.3337         6-5     0.00000 
           6     2.35000       COMB8         Min   1.114E-05    -14.8933         6-5     0.35000 
           6     0.15000       COMB9         Max  -1.014E-05     37.0154         6-1     0.15000 
           6     0.50000       COMB9         Max  -5.119E-06     15.6545         6-1     0.50000 
           6     0.50000       COMB9         Max  -5.119E-06     15.6545         6-2     0.00000 
           6     1.00000       COMB9         Max   2.053E-06     -4.1833         6-2     0.50000 
           6     1.00000       COMB9         Max   2.053E-06     -4.1833         6-3     0.00000 
           6     1.25000       COMB9         Max   5.640E-06     -8.5052         6-3     0.25000 
           6     1.50000       COMB9         Max   9.226E-06    -14.1442         6-3     0.50000 
           6     1.50000       COMB9         Max   9.226E-06    -14.1442         6-4     0.00000 
           6     2.00000       COMB9         Max   1.640E-05    -14.2355         6-4     0.50000 
           6     2.00000       COMB9         Max   1.640E-05    -14.2355         6-5     0.00000 
           6     2.35000       COMB9         Max   2.142E-05     -6.8390         6-5     0.35000 
           6     0.15000       COMB9         Min  -1.014E-05     37.0154         6-1     0.15000 
           6     0.50000       COMB9         Min  -5.119E-06     15.6545         6-1     0.50000 
           6     0.50000       COMB9         Min  -5.119E-06     15.6545         6-2     0.00000 
           6     1.00000       COMB9         Min   2.053E-06     -4.1833         6-2     0.50000 
           6     1.00000       COMB9         Min   2.053E-06     -4.1833         6-3     0.00000 
           6     1.25000       COMB9         Min   5.640E-06     -8.5052         6-3     0.25000 
           6     1.50000       COMB9         Min   9.226E-06    -14.1442         6-3     0.50000 
           6     1.50000       COMB9         Min   9.226E-06    -14.1442         6-4     0.00000 
           6     2.00000       COMB9         Min   1.640E-05    -14.2355         6-4     0.50000 
           6     2.00000       COMB9         Min   1.640E-05    -14.2355         6-5     0.00000 
           6     2.35000       COMB9         Min   2.142E-05     -6.8390         6-5     0.35000 
           6     0.15000      COMB10         Max     -0.0097     34.6065         6-1     0.15000 
           6     0.50000      COMB10         Max     -0.0033     14.0450         6-1     0.50000 
           6     0.50000      COMB10         Max     -0.0033     14.0450         6-2     0.00000 
           6     1.00000      COMB10         Max      0.0058     -4.6872         6-2     0.50000 
           6     1.00000      COMB10         Max      0.0058     -4.6872         6-3     0.00000 
           6     1.25000      COMB10         Max      0.0103     -8.4741         6-3     0.25000 
           6     1.50000      COMB10         Max      0.0149    -13.5782         6-3     0.50000 
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           6     1.50000      COMB10         Max      0.0149    -13.5782         6-4     0.00000 
           6     2.00000      COMB10         Max      0.0239    -12.6342         6-4     0.50000 
           6     2.00000      COMB10         Max      0.0239    -12.6342         6-5     0.00000 
           6     2.35000      COMB10         Max      0.0303     -4.5371         6-5     0.35000 
           6     0.15000      COMB10         Min     -0.0097     34.6065         6-1     0.15000 
           6     0.50000      COMB10         Min     -0.0033     14.0450         6-1     0.50000 
           6     0.50000      COMB10         Min     -0.0033     14.0450         6-2     0.00000 
           6     1.00000      COMB10         Min      0.0058     -4.6872         6-2     0.50000 
           6     1.00000      COMB10         Min      0.0058     -4.6872         6-3     0.00000 
           6     1.25000      COMB10         Min      0.0103     -8.4741         6-3     0.25000 
           6     1.50000      COMB10         Min      0.0149    -13.5782         6-3     0.50000 
           6     1.50000      COMB10         Min      0.0149    -13.5782         6-4     0.00000 
           6     2.00000      COMB10         Min      0.0239    -12.6342         6-4     0.50000 
           6     2.00000      COMB10         Min      0.0239    -12.6342         6-5     0.00000 
           6     2.35000      COMB10         Min      0.0303     -4.5371         6-5     0.35000 
           6     0.15000      COMB11         Max  -1.705E-05     47.9451         6-1     0.15000 
           6     0.50000      COMB11         Max  -1.001E-05     21.8130         6-1     0.50000 
           6     0.50000      COMB11         Max  -1.001E-05     21.8130         6-2     0.00000 
           6     1.00000      COMB11         Max   4.974E-08     -3.4282         6-2     0.50000 
           6     1.00000      COMB11         Max   4.974E-08     -3.4282         6-3     0.00000 
           6     1.25000      COMB11         Max   5.079E-06     -9.7470         6-3     0.25000 
           6     1.50000      COMB11         Max   1.011E-05    -17.3830         6-3     0.50000 
           6     1.50000      COMB11         Max   1.011E-05    -17.3830         6-4     0.00000 
           6     2.00000      COMB11         Max   2.017E-05    -20.0616         6-4     0.50000 
           6     2.00000      COMB11         Max   2.017E-05    -20.0616         6-5     0.00000 
           6     2.35000      COMB11         Max   2.721E-05    -13.4931         6-5     0.35000 
           6     0.15000      COMB11         Min  -1.705E-05     47.9451         6-1     0.15000 
           6     0.50000      COMB11         Min  -1.001E-05     21.8130         6-1     0.50000 
           6     0.50000      COMB11         Min  -1.001E-05     21.8130         6-2     0.00000 
           6     1.00000      COMB11         Min   4.974E-08     -3.4282         6-2     0.50000 
           6     1.00000      COMB11         Min   4.974E-08     -3.4282         6-3     0.00000 
           6     1.25000      COMB11         Min   5.079E-06     -9.7470         6-3     0.25000 
           6     1.50000      COMB11         Min   1.011E-05    -17.3830         6-3     0.50000 
           6     1.50000      COMB11         Min   1.011E-05    -17.3830         6-4     0.00000 
           6     2.00000      COMB11         Min   2.017E-05    -20.0616         6-4     0.50000 
           6     2.00000      COMB11         Min   2.017E-05    -20.0616         6-5     0.00000 
           6     2.35000      COMB11         Min   2.721E-05    -13.4931         6-5     0.35000 
           6     0.15000      COMB12         Max     -0.0097     45.5361         6-1     0.15000 
           6     0.50000      COMB12         Max     -0.0033     20.2034         6-1     0.50000 
           6     0.50000      COMB12         Max     -0.0033     20.2034         6-2     0.00000 
           6     1.00000      COMB12         Max      0.0058     -3.9321         6-2     0.50000 
           6     1.00000      COMB12         Max      0.0058     -3.9321         6-3     0.00000 
           6     1.25000      COMB12         Max      0.0103     -9.7160         6-3     0.25000 
           6     1.50000      COMB12         Max      0.0149    -16.8169         6-3     0.50000 
           6     1.50000      COMB12         Max      0.0149    -16.8169         6-4     0.00000 
           6     2.00000      COMB12         Max      0.0239    -18.4603         6-4     0.50000 
           6     2.00000      COMB12         Max      0.0239    -18.4603         6-5     0.00000 
           6     2.35000      COMB12         Max      0.0303    -11.1911         6-5     0.35000 
           6     0.15000      COMB12         Min     -0.0097     45.5361         6-1     0.15000 
           6     0.50000      COMB12         Min     -0.0033     20.2034         6-1     0.50000 
           6     0.50000      COMB12         Min     -0.0033     20.2034         6-2     0.00000 
           6     1.00000      COMB12         Min      0.0058     -3.9321         6-2     0.50000 
           6     1.00000      COMB12         Min      0.0058     -3.9321         6-3     0.00000 
           6     1.25000      COMB12         Min      0.0103     -9.7160         6-3     0.25000 
           6     1.50000      COMB12         Min      0.0149    -16.8169         6-3     0.50000 
           6     1.50000      COMB12         Min      0.0149    -16.8169         6-4     0.00000 
           6     2.00000      COMB12         Min      0.0239    -18.4603         6-4     0.50000 
           6     2.00000      COMB12         Min      0.0239    -18.4603         6-5     0.00000 
           6     2.35000      COMB12         Min      0.0303    -11.1911         6-5     0.35000 
           6     0.15000      COMB13         Max      0.0375     54.7227         6-1     0.15000 
           6     0.50000      COMB13         Max      0.0254     26.1170         6-1     0.50000 
           6     0.50000      COMB13         Max      0.0254     26.1170         6-2     0.00000 
           6     1.00000      COMB13         Max      0.0458     -2.3109         6-2     0.50000 
           6     1.00000      COMB13         Max      0.0458     -2.3109         6-3     0.00000 
           6     1.25000      COMB13         Max      0.0452    -10.0409         6-3     0.25000 
           6     1.50000      COMB13         Max      0.0463    -17.2760         6-3     0.50000 
           6     1.50000      COMB13         Max      0.0463    -17.2760         6-4     0.00000 
           6     2.00000      COMB13         Max      0.0338    -18.8192         6-4     0.50000 
           6     2.00000      COMB13         Max      0.0338    -18.8192         6-5     0.00000 
           6     2.35000      COMB13         Max      0.0504    -11.2220         6-5     0.35000 
           6     0.15000      COMB13         Min     -0.0375     46.6860         6-1     0.15000 
           6     0.50000      COMB13         Min     -0.0254     20.6493         6-1     0.50000 
           6     0.50000      COMB13         Min     -0.0254     20.6493         6-2     0.00000 
           6     1.00000      COMB13         Min     -0.0458     -4.1231         6-2     0.50000 
           6     1.00000      COMB13         Min     -0.0458     -4.1231         6-3     0.00000 
           6     1.25000      COMB13         Min     -0.0452    -10.0506         6-3     0.25000 
           6     1.50000      COMB13         Min     -0.0463    -19.1074         6-3     0.50000 
           6     1.50000      COMB13         Min     -0.0463    -19.1074         6-4     0.00000 
           6     2.00000      COMB13         Min     -0.0338    -24.2844         6-4     0.50000 
           6     2.00000      COMB13         Min     -0.0338    -24.2844         6-5     0.00000 
           6     2.35000      COMB13         Min     -0.0504    -19.2257         6-5     0.35000 
           6     0.15000      COMB14         Max      0.4022     57.8296         6-1     0.15000 
           6     0.50000      COMB14         Max      0.0844     28.1431         6-1     0.50000 
           6     0.50000      COMB14         Max      0.0844     28.1431         6-2     0.00000 
           6     1.00000      COMB14         Max      0.2758     -1.7275         6-2     0.50000 
           6     1.00000      COMB14         Max      0.2758     -1.7275         6-3     0.00000 
           6     1.25000      COMB14         Max      0.2776     -9.9513         6-3     0.25000 
           6     1.50000      COMB14         Max      0.2803    -16.5167         6-3     0.50000 
           6     1.50000      COMB14         Max      0.2803    -16.5167         6-4     0.00000 
           6     2.00000      COMB14         Max      0.1038    -16.8166         6-4     0.50000 
           6     2.00000      COMB14         Max      0.1038    -16.8166         6-5     0.00000 
           6     2.35000      COMB14         Max      0.4039     -8.4179         6-5     0.35000 
           6     0.15000      COMB14         Min     -0.4022     43.5791         6-1     0.15000 
           6     0.50000      COMB14         Min     -0.0844     18.6231         6-1     0.50000 
           6     0.50000      COMB14         Min     -0.0844     18.6231         6-2     0.00000 
           6     1.00000      COMB14         Min     -0.2758     -4.7065         6-2     0.50000 
           6     1.00000      COMB14         Min     -0.2758     -4.7065         6-3     0.00000 
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           6     1.25000      COMB14         Min     -0.2776    -10.1402         6-3     0.25000 
           6     1.50000      COMB14         Min     -0.2803    -19.8667         6-3     0.50000 
           6     1.50000      COMB14         Min     -0.2803    -19.8667         6-4     0.00000 
           6     2.00000      COMB14         Min     -0.1038    -26.2870         6-4     0.50000 
           6     2.00000      COMB14         Min     -0.1038    -26.2870         6-5     0.00000 
           6     2.35000      COMB14         Min     -0.4039    -22.0297         6-5     0.35000 
           6     0.15000         INV         Max      0.4022     57.8296         6-1     0.15000 
           6     0.50000         INV         Max      0.0844     28.1431         6-1     0.50000 
           6     0.50000         INV         Max      0.0844     28.1431         6-2     0.00000 
           6     1.00000         INV         Max      0.2758     -1.7275         6-2     0.50000 
           6     1.00000         INV         Max      0.2758     -1.7275         6-3     0.00000 
           6     1.25000         INV         Max      0.2776     -8.4603         6-3     0.25000 
           6     1.50000         INV         Max      0.2803    -13.5782         6-3     0.50000 
           6     1.50000         INV         Max      0.2803    -13.5782         6-4     0.00000 
           6     2.00000         INV         Max      0.1038    -12.6342         6-4     0.50000 
           6     2.00000         INV         Max      0.1038    -12.6342         6-5     0.00000 
           6     2.35000         INV         Max      0.4039     -4.5371         6-5     0.35000 
           6     0.15000         INV         Min     -0.4022     34.6065         6-1     0.15000 
           6     0.50000         INV         Min     -0.0844     14.0450         6-1     0.50000 
           6     0.50000         INV         Min     -0.0844     14.0450         6-2     0.00000 
           6     1.00000         INV         Min     -0.2758     -4.7065         6-2     0.50000 
           6     1.00000         INV         Min     -0.2758     -4.7065         6-3     0.00000 
           6     1.25000         INV         Min     -0.2776    -10.1402         6-3     0.25000 
           6     1.50000         INV         Min     -0.2803    -19.8667         6-3     0.50000 
           6     1.50000         INV         Min     -0.2803    -19.8667         6-4     0.00000 
           6     2.00000         INV         Min     -0.1038    -26.2870         6-4     0.50000 
           6     2.00000         INV         Min     -0.1038    -26.2870         6-5     0.00000 
           6     2.35000         INV         Min     -0.4039    -22.0297         6-5     0.35000 
           7     0.15000          PP               3.154E-05     53.5415         7-1     0.15000 
           7     0.50000          PP               2.127E-05     28.6483         7-1     0.50000 
           7     0.50000          PP               2.127E-05     28.6483         7-2     0.00000 
           7     1.00000          PP               6.594E-06      1.8331         7-2     0.50000 
           7     1.00000          PP               6.594E-06      1.8331         7-3     0.00000 
           7     1.25000          PP              -7.428E-07     -7.0081         7-3     0.25000 
           7     1.50000          PP              -8.080E-06    -16.8540         7-3     0.50000 
           7     1.50000          PP              -8.080E-06    -16.8540         7-4     0.00000 
           7     2.00000          PP              -2.275E-05    -27.4266         7-4     0.50000 
           7     2.00000          PP              -2.275E-05    -27.4266         7-5     0.00000 
           7     2.35000          PP              -3.303E-05    -28.7312         7-5     0.35000 
           7     0.15000        PERM               3.576E-05     27.6485         7-1     0.15000 
           7     0.50000        PERM               1.442E-05     16.8553         7-1     0.50000 
           7     0.50000        PERM               1.442E-05     16.8553         7-2     0.00000 
           7     1.00000        PERM              -1.607E-05      3.6706         7-2     0.50000 
           7     1.00000        PERM              -1.607E-05      3.6706         7-3     0.00000 
           7     1.25000        PERM              -3.131E-05     -1.7463         7-3     0.25000 
           7     1.50000        PERM              -4.655E-05     -7.4756         7-3     0.50000 
           7     1.50000        PERM              -4.655E-05     -7.4756         7-4     0.00000 
           7     2.00000        PERM              -7.703E-05    -16.5913         7-4     0.50000 
           7     2.00000        PERM              -7.703E-05    -16.5913         7-5     0.00000 
           7     2.35000        PERM              -9.837E-05    -21.4242         7-5     0.35000 
           7     0.15000        NEVE               2.446E-05     18.9015         7-1     0.15000 
           7     0.50000        NEVE               9.864E-06     11.6066         7-1     0.50000 
           7     0.50000        NEVE               9.864E-06     11.6066         7-2     0.00000 
           7     1.00000        NEVE              -1.099E-05      2.5854         7-2     0.50000 
           7     1.00000        NEVE              -1.099E-05      2.5854         7-3     0.00000 
           7     1.25000        NEVE              -2.142E-05     -1.2277         7-3     0.25000 
           7     1.50000        NEVE              -3.185E-05     -5.0409         7-3     0.50000 
           7     1.50000        NEVE              -3.185E-05     -5.0409         7-4     0.00000 
           7     2.00000        NEVE              -5.271E-05    -11.2780         7-4     0.50000 
           7     2.00000        NEVE              -5.271E-05    -11.2780         7-5     0.00000 
           7     2.35000        NEVE              -6.731E-05    -14.6745         7-5     0.35000 
           7     0.15000      VENTOX              -8.947E-06     -4.4057         7-1     0.15000 
           7     0.50000      VENTOX              -1.021E-05     -2.6884         7-1     0.50000 
           7     0.50000      VENTOX              -1.021E-05     -2.6884         7-2     0.00000 
           7     1.00000      VENTOX              -1.202E-05     -0.5800         7-2     0.50000 
           7     1.00000      VENTOX              -1.202E-05     -0.5800         7-3     0.00000 
           7     1.25000      VENTOX              -1.293E-05      0.3024         7-3     0.25000 
           7     1.50000      VENTOX              -1.383E-05      1.1849         7-3     0.50000 
           7     1.50000      VENTOX              -1.383E-05      1.1849         7-4     0.00000 
           7     2.00000      VENTOX              -1.564E-05      2.6075         7-4     0.50000 
           7     2.00000      VENTOX              -1.564E-05      2.6075         7-5     0.00000 
           7     2.35000      VENTOX              -1.691E-05      3.3645         7-5     0.35000 
           7     0.15000      VENTOY                 -0.0296     -7.3012         7-1     0.15000 
           7     0.50000      VENTOY                 -0.0236     -4.6326         7-1     0.50000 
           7     0.50000      VENTOY                 -0.0236     -4.6326         7-2     0.00000 
           7     1.00000      VENTOY                 -0.0151     -1.1985         7-2     0.50000 
           7     1.00000      VENTOY                 -0.0151     -1.1985         7-3     0.00000 
           7     1.25000      VENTOY                 -0.0108      0.3306         7-3     0.25000 
           7     1.50000      VENTOY                 -0.0066      1.8597         7-3     0.50000 
           7     1.50000      VENTOY                 -0.0066      1.8597         7-4     0.00000 
           7     2.00000      VENTOY                  0.0019      4.5441         7-4     0.50000 
           7     2.00000      VENTOY                  0.0019      4.5441         7-5     0.00000 
           7     2.35000      VENTOY                  0.0079      6.1628         7-5     0.35000 
           7     0.15000      SISMAX         Max      0.0471      3.9250         7-1     0.15000 
           7     0.50000      SISMAX         Max      0.0302      2.6745         7-1     0.50000 
           7     0.50000      SISMAX         Max      0.0302      2.6745         7-2     0.00000 
           7     1.00000      SISMAX         Max      0.0568      0.8906         7-2     0.50000 
           7     1.00000      SISMAX         Max      0.0568      0.8906         7-3     0.00000 
           7     1.25000      SISMAX         Max      0.0562   7.817E-04         7-3     0.25000 
           7     1.50000      SISMAX         Max      0.0576      0.8920         7-3     0.50000 
           7     1.50000      SISMAX         Max      0.0576      0.8920         7-4     0.00000 
           7     2.00000      SISMAX         Max      0.0424      2.6743         7-4     0.50000 
           7     2.00000      SISMAX         Max      0.0424      2.6743         7-5     0.00000 
           7     2.35000      SISMAX         Max      0.0645      3.9226         7-5     0.35000 
           7     0.15000      SISMAY         Max      0.4075      8.8053         7-1     0.15000 
           7     0.50000      SISMAY         Max      0.1186      5.9128         7-1     0.50000 
           7     0.50000      SISMAY         Max      0.1186      5.9128         7-2     0.00000 
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           7     1.00000      SISMAY         Max      0.2624      1.8814         7-2     0.50000 
           7     1.00000      SISMAY         Max      0.2624      1.8814         7-3     0.00000 
           7     1.25000      SISMAY         Max      0.2598      0.0864         7-3     0.25000 
           7     1.50000      SISMAY         Max      0.2596      2.0521         7-3     0.50000 
           7     1.50000      SISMAY         Max      0.2596      2.0521         7-4     0.00000 
           7     2.00000      SISMAY         Max      0.0844      5.8900         7-4     0.50000 
           7     2.00000      SISMAY         Max      0.0844      5.8900         7-5     0.00000 
           7     2.35000      SISMAY         Max      0.3926      8.5115         7-5     0.35000 
           7     0.15000        TERM               3.146E-05     -0.5437         7-1     0.15000 
           7     0.50000        TERM               2.010E-05     -0.3635         7-1     0.50000 
           7     0.50000        TERM               2.010E-05     -0.3635         7-2     0.00000 
           7     1.00000        TERM               3.878E-06     -0.1141         7-2     0.50000 
           7     1.00000        TERM               3.878E-06     -0.1141         7-3     0.00000 
           7     1.25000        TERM              -4.233E-06      0.0068         7-3     0.25000 
           7     1.50000        TERM              -1.234E-05      0.1276         7-3     0.50000 
           7     1.50000        TERM              -1.234E-05      0.1276         7-4     0.00000 
           7     2.00000        TERM              -2.857E-05      0.3617         7-4     0.50000 
           7     2.00000        TERM              -2.857E-05      0.3617         7-5     0.00000 
           7     2.35000        TERM              -3.992E-05      0.5204         7-5     0.35000 
           7     0.15000       COMB1         Max   9.875E-05     80.6462         7-1     0.15000 
           7     0.50000       COMB1         Max   5.579E-05     45.1401         7-1     0.50000 
           7     0.50000       COMB1         Max   5.579E-05     45.1401         7-2     0.00000 
           7     1.00000       COMB1         Max  -5.593E-06      5.3896         7-2     0.50000 
           7     1.00000       COMB1         Max  -5.593E-06      5.3896         7-3     0.00000 
           7     1.25000       COMB1         Max  -3.628E-05     -8.7476         7-3     0.25000 
           7     1.50000       COMB1         Max  -6.697E-05    -24.2020         7-3     0.50000 
           7     1.50000       COMB1         Max  -6.697E-05    -24.2020         7-4     0.00000 
           7     2.00000       COMB1         Max  -1.284E-04    -43.6562         7-4     0.50000 
           7     2.00000       COMB1         Max  -1.284E-04    -43.6562         7-5     0.00000 
           7     2.35000       COMB1         Max  -1.713E-04    -49.6351         7-5     0.35000 
           7     0.15000       COMB1         Min   9.875E-05     80.6462         7-1     0.15000 
           7     0.50000       COMB1         Min   5.579E-05     45.1401         7-1     0.50000 
           7     0.50000       COMB1         Min   5.579E-05     45.1401         7-2     0.00000 
           7     1.00000       COMB1         Min  -5.593E-06      5.3896         7-2     0.50000 
           7     1.00000       COMB1         Min  -5.593E-06      5.3896         7-3     0.00000 
           7     1.25000       COMB1         Min  -3.628E-05     -8.7476         7-3     0.25000 
           7     1.50000       COMB1         Min  -6.697E-05    -24.2020         7-3     0.50000 
           7     1.50000       COMB1         Min  -6.697E-05    -24.2020         7-4     0.00000 
           7     2.00000       COMB1         Min  -1.284E-04    -43.6562         7-4     0.50000 
           7     2.00000       COMB1         Min  -1.284E-04    -43.6562         7-5     0.00000 
           7     2.35000       COMB1         Min  -1.713E-04    -49.6351         7-5     0.35000 
           7     0.15000       COMB2         Max   1.232E-04     99.5478         7-1     0.15000 
           7     0.50000       COMB2         Max   6.565E-05     56.7467         7-1     0.50000 
           7     0.50000       COMB2         Max   6.565E-05     56.7467         7-2     0.00000 
           7     1.00000       COMB2         Max  -1.659E-05      7.9750         7-2     0.50000 
           7     1.00000       COMB2         Max  -1.659E-05      7.9750         7-3     0.00000 
           7     1.25000       COMB2         Max  -5.770E-05     -9.9754         7-3     0.25000 
           7     1.50000       COMB2         Max  -9.882E-05    -29.2429         7-3     0.50000 
           7     1.50000       COMB2         Max  -9.882E-05    -29.2429         7-4     0.00000 
           7     2.00000       COMB2         Max  -1.811E-04    -54.9341         7-4     0.50000 
           7     2.00000       COMB2         Max  -1.811E-04    -54.9341         7-5     0.00000 
           7     2.35000       COMB2         Max  -2.386E-04    -64.3096         7-5     0.35000 
           7     0.15000       COMB2         Min   1.232E-04     99.5478         7-1     0.15000 
           7     0.50000       COMB2         Min   6.565E-05     56.7467         7-1     0.50000 
           7     0.50000       COMB2         Min   6.565E-05     56.7467         7-2     0.00000 
           7     1.00000       COMB2         Min  -1.659E-05      7.9750         7-2     0.50000 
           7     1.00000       COMB2         Min  -1.659E-05      7.9750         7-3     0.00000 
           7     1.25000       COMB2         Min  -5.770E-05     -9.9754         7-3     0.25000 
           7     1.50000       COMB2         Min  -9.882E-05    -29.2429         7-3     0.50000 
           7     1.50000       COMB2         Min  -9.882E-05    -29.2429         7-4     0.00000 
           7     2.00000       COMB2         Min  -1.811E-04    -54.9341         7-4     0.50000 
           7     2.00000       COMB2         Min  -1.811E-04    -54.9341         7-5     0.00000 
           7     2.35000       COMB2         Min  -2.386E-04    -64.3096         7-5     0.35000 
           7     0.15000       COMB3         Max   8.981E-05     76.2405         7-1     0.15000 
           7     0.50000       COMB3         Max   4.557E-05     42.4517         7-1     0.50000 
           7     0.50000       COMB3         Max   4.557E-05     42.4517         7-2     0.00000 
           7     1.00000       COMB3         Max  -1.762E-05      4.8096         7-2     0.50000 
           7     1.00000       COMB3         Max  -1.762E-05      4.8096         7-3     0.00000 
           7     1.25000       COMB3         Max  -4.921E-05     -8.4452         7-3     0.25000 
           7     1.50000       COMB3         Max  -8.081E-05    -23.0172         7-3     0.50000 
           7     1.50000       COMB3         Max  -8.081E-05    -23.0172         7-4     0.00000 
           7     2.00000       COMB3         Max  -1.440E-04    -41.0487         7-4     0.50000 
           7     2.00000       COMB3         Max  -1.440E-04    -41.0487         7-5     0.00000 
           7     2.35000       COMB3         Max  -1.882E-04    -46.2706         7-5     0.35000 
           7     0.15000       COMB3         Min   8.981E-05     76.2405         7-1     0.15000 
           7     0.50000       COMB3         Min   4.557E-05     42.4517         7-1     0.50000 
           7     0.50000       COMB3         Min   4.557E-05     42.4517         7-2     0.00000 
           7     1.00000       COMB3         Min  -1.762E-05      4.8096         7-2     0.50000 
           7     1.00000       COMB3         Min  -1.762E-05      4.8096         7-3     0.00000 
           7     1.25000       COMB3         Min  -4.921E-05     -8.4452         7-3     0.25000 
           7     1.50000       COMB3         Min  -8.081E-05    -23.0172         7-3     0.50000 
           7     1.50000       COMB3         Min  -8.081E-05    -23.0172         7-4     0.00000 
           7     2.00000       COMB3         Min  -1.440E-04    -41.0487         7-4     0.50000 
           7     2.00000       COMB3         Min  -1.440E-04    -41.0487         7-5     0.00000 
           7     2.35000       COMB3         Min  -1.882E-04    -46.2706         7-5     0.35000 
           7     0.15000       COMB4         Max     -0.0295     73.3451         7-1     0.15000 
           7     0.50000       COMB4         Max     -0.0236     40.5075         7-1     0.50000 
           7     0.50000       COMB4         Max     -0.0236     40.5075         7-2     0.00000 
           7     1.00000       COMB4         Max     -0.0151      4.1911         7-2     0.50000 
           7     1.00000       COMB4         Max     -0.0151      4.1911         7-3     0.00000 
           7     1.25000       COMB4         Max     -0.0109     -8.4170         7-3     0.25000 
           7     1.50000       COMB4         Max     -0.0066    -22.3423         7-3     0.50000 
           7     1.50000       COMB4         Max     -0.0066    -22.3423         7-4     0.00000 
           7     2.00000       COMB4         Max      0.0018    -39.1120         7-4     0.50000 
           7     2.00000       COMB4         Max      0.0018    -39.1120         7-5     0.00000 
           7     2.35000       COMB4         Max      0.0077    -43.4722         7-5     0.35000 
           7     0.15000       COMB4         Min     -0.0295     73.3451         7-1     0.15000 
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           7     0.50000       COMB4         Min     -0.0236     40.5075         7-1     0.50000 
           7     0.50000       COMB4         Min     -0.0236     40.5075         7-2     0.00000 
           7     1.00000       COMB4         Min     -0.0151      4.1911         7-2     0.50000 
           7     1.00000       COMB4         Min     -0.0151      4.1911         7-3     0.00000 
           7     1.25000       COMB4         Min     -0.0109     -8.4170         7-3     0.25000 
           7     1.50000       COMB4         Min     -0.0066    -22.3423         7-3     0.50000 
           7     1.50000       COMB4         Min     -0.0066    -22.3423         7-4     0.00000 
           7     2.00000       COMB4         Min      0.0018    -39.1120         7-4     0.50000 
           7     2.00000       COMB4         Min      0.0018    -39.1120         7-5     0.00000 
           7     2.35000       COMB4         Min      0.0077    -43.4722         7-5     0.35000 
           7     0.15000       COMB5         Max   1.143E-04     95.1421         7-1     0.15000 
           7     0.50000       COMB5         Max   5.544E-05     54.0582         7-1     0.50000 
           7     0.50000       COMB5         Max   5.544E-05     54.0582         7-2     0.00000 
           7     1.00000       COMB5         Max  -2.861E-05      7.3950         7-2     0.50000 
           7     1.00000       COMB5         Max  -2.861E-05      7.3950         7-3     0.00000 
           7     1.25000       COMB5         Max  -7.063E-05     -9.6729         7-3     0.25000 
           7     1.50000       COMB5         Max  -1.127E-04    -28.0581         7-3     0.50000 
           7     1.50000       COMB5         Max  -1.127E-04    -28.0581         7-4     0.00000 
           7     2.00000       COMB5         Max  -1.967E-04    -52.3266         7-4     0.50000 
           7     2.00000       COMB5         Max  -1.967E-04    -52.3266         7-5     0.00000 
           7     2.35000       COMB5         Max  -2.555E-04    -60.9451         7-5     0.35000 
           7     0.15000       COMB5         Min   1.143E-04     95.1421         7-1     0.15000 
           7     0.50000       COMB5         Min   5.544E-05     54.0582         7-1     0.50000 
           7     0.50000       COMB5         Min   5.544E-05     54.0582         7-2     0.00000 
           7     1.00000       COMB5         Min  -2.861E-05      7.3950         7-2     0.50000 
           7     1.00000       COMB5         Min  -2.861E-05      7.3950         7-3     0.00000 
           7     1.25000       COMB5         Min  -7.063E-05     -9.6729         7-3     0.25000 
           7     1.50000       COMB5         Min  -1.127E-04    -28.0581         7-3     0.50000 
           7     1.50000       COMB5         Min  -1.127E-04    -28.0581         7-4     0.00000 
           7     2.00000       COMB5         Min  -1.967E-04    -52.3266         7-4     0.50000 
           7     2.00000       COMB5         Min  -1.967E-04    -52.3266         7-5     0.00000 
           7     2.35000       COMB5         Min  -2.555E-04    -60.9451         7-5     0.35000 
           7     0.15000       COMB6         Max     -0.0295     92.2466         7-1     0.15000 
           7     0.50000       COMB6         Max     -0.0236     52.1141         7-1     0.50000 
           7     0.50000       COMB6         Max     -0.0236     52.1141         7-2     0.00000 
           7     1.00000       COMB6         Max     -0.0151      6.7765         7-2     0.50000 
           7     1.00000       COMB6         Max     -0.0151      6.7765         7-3     0.00000 
           7     1.25000       COMB6         Max     -0.0109     -9.6447         7-3     0.25000 
           7     1.50000       COMB6         Max     -0.0067    -27.3832         7-3     0.50000 
           7     1.50000       COMB6         Max     -0.0067    -27.3832         7-4     0.00000 
           7     2.00000       COMB6         Max      0.0018    -50.3900         7-4     0.50000 
           7     2.00000       COMB6         Max      0.0018    -50.3900         7-5     0.00000 
           7     2.35000       COMB6         Max      0.0077    -58.1467         7-5     0.35000 
           7     0.15000       COMB6         Min     -0.0295     92.2466         7-1     0.15000 
           7     0.50000       COMB6         Min     -0.0236     52.1141         7-1     0.50000 
           7     0.50000       COMB6         Min     -0.0236     52.1141         7-2     0.00000 
           7     1.00000       COMB6         Min     -0.0151      6.7765         7-2     0.50000 
           7     1.00000       COMB6         Min     -0.0151      6.7765         7-3     0.00000 
           7     1.25000       COMB6         Min     -0.0109     -9.6447         7-3     0.25000 
           7     1.50000       COMB6         Min     -0.0067    -27.3832         7-3     0.50000 
           7     1.50000       COMB6         Min     -0.0067    -27.3832         7-4     0.00000 
           7     2.00000       COMB6         Min      0.0018    -50.3900         7-4     0.50000 
           7     2.00000       COMB6         Min      0.0018    -50.3900         7-5     0.00000 
           7     2.35000       COMB6         Min      0.0077    -58.1467         7-5     0.35000 
           7     0.15000       COMB7         Max   3.584E-05     81.7336         7-1     0.15000 
           7     0.50000       COMB7         Max   1.558E-05     45.8672         7-1     0.50000 
           7     0.50000       COMB7         Max   1.558E-05     45.8672         7-2     0.00000 
           7     1.00000       COMB7         Max  -1.335E-05      5.6177         7-2     0.50000 
           7     1.00000       COMB7         Max  -1.335E-05      5.6177         7-3     0.00000 
           7     1.25000       COMB7         Max  -2.782E-05     -8.7612         7-3     0.25000 
           7     1.50000       COMB7         Max  -4.228E-05    -24.4573         7-3     0.50000 
           7     1.50000       COMB7         Max  -4.228E-05    -24.4573         7-4     0.00000 
           7     2.00000       COMB7         Max  -7.122E-05    -44.3796         7-4     0.50000 
           7     2.00000       COMB7         Max  -7.122E-05    -44.3796         7-5     0.00000 
           7     2.35000       COMB7         Max  -9.147E-05    -50.6758         7-5     0.35000 
           7     0.15000       COMB7         Min   3.584E-05     81.7336         7-1     0.15000 
           7     0.50000       COMB7         Min   1.558E-05     45.8672         7-1     0.50000 
           7     0.50000       COMB7         Min   1.558E-05     45.8672         7-2     0.00000 
           7     1.00000       COMB7         Min  -1.335E-05      5.6177         7-2     0.50000 
           7     1.00000       COMB7         Min  -1.335E-05      5.6177         7-3     0.00000 
           7     1.25000       COMB7         Min  -2.782E-05     -8.7612         7-3     0.25000 
           7     1.50000       COMB7         Min  -4.228E-05    -24.4573         7-3     0.50000 
           7     1.50000       COMB7         Min  -4.228E-05    -24.4573         7-4     0.00000 
           7     2.00000       COMB7         Min  -7.122E-05    -44.3796         7-4     0.50000 
           7     2.00000       COMB7         Min  -7.122E-05    -44.3796         7-5     0.00000 
           7     2.35000       COMB7         Min  -9.147E-05    -50.6758         7-5     0.35000 
           7     0.15000       COMB8         Max   6.030E-05    100.6351         7-1     0.15000 
           7     0.50000       COMB8         Max   2.545E-05     57.4737         7-1     0.50000 
           7     0.50000       COMB8         Max   2.545E-05     57.4737         7-2     0.00000 
           7     1.00000       COMB8         Max  -2.434E-05      8.2031         7-2     0.50000 
           7     1.00000       COMB8         Max  -2.434E-05      8.2031         7-3     0.00000 
           7     1.25000       COMB8         Max  -4.924E-05     -9.9889         7-3     0.25000 
           7     1.50000       COMB8         Max  -7.413E-05    -29.4982         7-3     0.50000 
           7     1.50000       COMB8         Max  -7.413E-05    -29.4982         7-4     0.00000 
           7     2.00000       COMB8         Max  -1.239E-04    -55.6576         7-4     0.50000 
           7     2.00000       COMB8         Max  -1.239E-04    -55.6576         7-5     0.00000 
           7     2.35000       COMB8         Max  -1.588E-04    -65.3503         7-5     0.35000 
           7     0.15000       COMB8         Min   6.030E-05    100.6351         7-1     0.15000 
           7     0.50000       COMB8         Min   2.545E-05     57.4737         7-1     0.50000 
           7     0.50000       COMB8         Min   2.545E-05     57.4737         7-2     0.00000 
           7     1.00000       COMB8         Min  -2.434E-05      8.2031         7-2     0.50000 
           7     1.00000       COMB8         Min  -2.434E-05      8.2031         7-3     0.00000 
           7     1.25000       COMB8         Min  -4.924E-05     -9.9889         7-3     0.25000 
           7     1.50000       COMB8         Min  -7.413E-05    -29.4982         7-3     0.50000 
           7     1.50000       COMB8         Min  -7.413E-05    -29.4982         7-4     0.00000 
           7     2.00000       COMB8         Min  -1.239E-04    -55.6576         7-4     0.50000 
           7     2.00000       COMB8         Min  -1.239E-04    -55.6576         7-5     0.00000 
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           7     2.35000       COMB8         Min  -1.588E-04    -65.3503         7-5     0.35000 
           7     0.15000       COMB9         Max   2.689E-05     77.3279         7-1     0.15000 
           7     0.50000       COMB9         Max   5.371E-06     43.1787         7-1     0.50000 
           7     0.50000       COMB9         Max   5.371E-06     43.1787         7-2     0.00000 
           7     1.00000       COMB9         Max  -2.537E-05      5.0377         7-2     0.50000 
           7     1.00000       COMB9         Max  -2.537E-05      5.0377         7-3     0.00000 
           7     1.25000       COMB9         Max  -4.075E-05     -8.4587         7-3     0.25000 
           7     1.50000       COMB9         Max  -5.612E-05    -23.2724         7-3     0.50000 
           7     1.50000       COMB9         Max  -5.612E-05    -23.2724         7-4     0.00000 
           7     2.00000       COMB9         Max  -8.686E-05    -41.7721         7-4     0.50000 
           7     2.00000       COMB9         Max  -8.686E-05    -41.7721         7-5     0.00000 
           7     2.35000       COMB9         Max  -1.084E-04    -47.3114         7-5     0.35000 
           7     0.15000       COMB9         Min   2.689E-05     77.3279         7-1     0.15000 
           7     0.50000       COMB9         Min   5.371E-06     43.1787         7-1     0.50000 
           7     0.50000       COMB9         Min   5.371E-06     43.1787         7-2     0.00000 
           7     1.00000       COMB9         Min  -2.537E-05      5.0377         7-2     0.50000 
           7     1.00000       COMB9         Min  -2.537E-05      5.0377         7-3     0.00000 
           7     1.25000       COMB9         Min  -4.075E-05     -8.4587         7-3     0.25000 
           7     1.50000       COMB9         Min  -5.612E-05    -23.2724         7-3     0.50000 
           7     1.50000       COMB9         Min  -5.612E-05    -23.2724         7-4     0.00000 
           7     2.00000       COMB9         Min  -8.686E-05    -41.7721         7-4     0.50000 
           7     2.00000       COMB9         Min  -8.686E-05    -41.7721         7-5     0.00000 
           7     2.35000       COMB9         Min  -1.084E-04    -47.3114         7-5     0.35000 
           7     0.15000      COMB10         Max     -0.0295     74.4324         7-1     0.15000 
           7     0.50000      COMB10         Max     -0.0236     41.2346         7-1     0.50000 
           7     0.50000      COMB10         Max     -0.0236     41.2346         7-2     0.00000 
           7     1.00000      COMB10         Max     -0.0151      4.4193         7-2     0.50000 
           7     1.00000      COMB10         Max     -0.0151      4.4193         7-3     0.00000 
           7     1.25000      COMB10         Max     -0.0109     -8.4306         7-3     0.25000 
           7     1.50000      COMB10         Max     -0.0066    -22.5976         7-3     0.50000 
           7     1.50000      COMB10         Max     -0.0066    -22.5976         7-4     0.00000 
           7     2.00000      COMB10         Max      0.0019    -39.8355         7-4     0.50000 
           7     2.00000      COMB10         Max      0.0019    -39.8355         7-5     0.00000 
           7     2.35000      COMB10         Max      0.0078    -44.5130         7-5     0.35000 
           7     0.15000      COMB10         Min     -0.0295     74.4324         7-1     0.15000 
           7     0.50000      COMB10         Min     -0.0236     41.2346         7-1     0.50000 
           7     0.50000      COMB10         Min     -0.0236     41.2346         7-2     0.00000 
           7     1.00000      COMB10         Min     -0.0151      4.4193         7-2     0.50000 
           7     1.00000      COMB10         Min     -0.0151      4.4193         7-3     0.00000 
           7     1.25000      COMB10         Min     -0.0109     -8.4306         7-3     0.25000 
           7     1.50000      COMB10         Min     -0.0066    -22.5976         7-3     0.50000 
           7     1.50000      COMB10         Min     -0.0066    -22.5976         7-4     0.00000 
           7     2.00000      COMB10         Min      0.0019    -39.8355         7-4     0.50000 
           7     2.00000      COMB10         Min      0.0019    -39.8355         7-5     0.00000 
           7     2.35000      COMB10         Min      0.0078    -44.5130         7-5     0.35000 
           7     0.15000      COMB11         Max   5.136E-05     96.2294         7-1     0.15000 
           7     0.50000      COMB11         Max   1.524E-05     54.7853         7-1     0.50000 
           7     0.50000      COMB11         Max   1.524E-05     54.7853         7-2     0.00000 
           7     1.00000      COMB11         Max  -3.637E-05      7.6231         7-2     0.50000 
           7     1.00000      COMB11         Max  -3.637E-05      7.6231         7-3     0.00000 
           7     1.25000      COMB11         Max  -6.217E-05     -9.6865         7-3     0.25000 
           7     1.50000      COMB11         Max  -8.797E-05    -28.3133         7-3     0.50000 
           7     1.50000      COMB11         Max  -8.797E-05    -28.3133         7-4     0.00000 
           7     2.00000      COMB11         Max  -1.396E-04    -53.0501         7-4     0.50000 
           7     2.00000      COMB11         Max  -1.396E-04    -53.0501         7-5     0.00000 
           7     2.35000      COMB11         Max  -1.757E-04    -61.9859         7-5     0.35000 
           7     0.15000      COMB11         Min   5.136E-05     96.2294         7-1     0.15000 
           7     0.50000      COMB11         Min   1.524E-05     54.7853         7-1     0.50000 
           7     0.50000      COMB11         Min   1.524E-05     54.7853         7-2     0.00000 
           7     1.00000      COMB11         Min  -3.637E-05      7.6231         7-2     0.50000 
           7     1.00000      COMB11         Min  -3.637E-05      7.6231         7-3     0.00000 
           7     1.25000      COMB11         Min  -6.217E-05     -9.6865         7-3     0.25000 
           7     1.50000      COMB11         Min  -8.797E-05    -28.3133         7-3     0.50000 
           7     1.50000      COMB11         Min  -8.797E-05    -28.3133         7-4     0.00000 
           7     2.00000      COMB11         Min  -1.396E-04    -53.0501         7-4     0.50000 
           7     2.00000      COMB11         Min  -1.396E-04    -53.0501         7-5     0.00000 
           7     2.35000      COMB11         Min  -1.757E-04    -61.9859         7-5     0.35000 
           7     0.15000      COMB12         Max     -0.0295     93.3340         7-1     0.15000 
           7     0.50000      COMB12         Max     -0.0236     52.8411         7-1     0.50000 
           7     0.50000      COMB12         Max     -0.0236     52.8411         7-2     0.00000 
           7     1.00000      COMB12         Max     -0.0151      7.0047         7-2     0.50000 
           7     1.00000      COMB12         Max     -0.0151      7.0047         7-3     0.00000 
           7     1.25000      COMB12         Max     -0.0109     -9.6583         7-3     0.25000 
           7     1.50000      COMB12         Max     -0.0066    -27.6385         7-3     0.50000 
           7     1.50000      COMB12         Max     -0.0066    -27.6385         7-4     0.00000 
           7     2.00000      COMB12         Max      0.0018    -51.1134         7-4     0.50000 
           7     2.00000      COMB12         Max      0.0018    -51.1134         7-5     0.00000 
           7     2.35000      COMB12         Max      0.0078    -59.1875         7-5     0.35000 
           7     0.15000      COMB12         Min     -0.0295     93.3340         7-1     0.15000 
           7     0.50000      COMB12         Min     -0.0236     52.8411         7-1     0.50000 
           7     0.50000      COMB12         Min     -0.0236     52.8411         7-2     0.00000 
           7     1.00000      COMB12         Min     -0.0151      7.0047         7-2     0.50000 
           7     1.00000      COMB12         Min     -0.0151      7.0047         7-3     0.00000 
           7     1.25000      COMB12         Min     -0.0109     -9.6583         7-3     0.25000 
           7     1.50000      COMB12         Min     -0.0066    -27.6385         7-3     0.50000 
           7     1.50000      COMB12         Min     -0.0066    -27.6385         7-4     0.00000 
           7     2.00000      COMB12         Min      0.0018    -51.1134         7-4     0.50000 
           7     2.00000      COMB12         Min      0.0018    -51.1134         7-5     0.00000 
           7     2.35000      COMB12         Min      0.0078    -59.1875         7-5     0.35000 
           7     0.15000      COMB13         Max      0.0471    104.0165         7-1     0.15000 
           7     0.50000      COMB13         Max      0.0302     59.7847         7-1     0.50000 
           7     0.50000      COMB13         Max      0.0302     59.7847         7-2     0.00000 
           7     1.00000      COMB13         Max      0.0568      8.9797         7-2     0.50000 
           7     1.00000      COMB13         Max      0.0568      8.9797         7-3     0.00000 
           7     1.25000      COMB13         Max      0.0561     -9.9814         7-3     0.25000 
           7     1.50000      COMB13         Max      0.0575    -28.4786         7-3     0.50000 
           7     1.50000      COMB13         Max      0.0575    -28.4786         7-4     0.00000 
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           7     2.00000      COMB13         Max      0.0422    -52.6215         7-4     0.50000 
           7     2.00000      COMB13         Max      0.0422    -52.6215         7-5     0.00000 
           7     2.35000      COMB13         Max      0.0643    -60.9073         7-5     0.35000 
           7     0.15000      COMB13         Min     -0.0470     96.1665         7-1     0.15000 
           7     0.50000      COMB13         Min     -0.0301     54.4357         7-1     0.50000 
           7     0.50000      COMB13         Min     -0.0301     54.4357         7-2     0.00000 
           7     1.00000      COMB13         Min     -0.0568      7.1985         7-2     0.50000 
           7     1.00000      COMB13         Min     -0.0568      7.1985         7-3     0.00000 
           7     1.25000      COMB13         Min     -0.0562     -9.9829         7-3     0.25000 
           7     1.50000      COMB13         Min     -0.0577    -30.2625         7-3     0.50000 
           7     1.50000      COMB13         Min     -0.0577    -30.2625         7-4     0.00000 
           7     2.00000      COMB13         Min     -0.0425    -57.9702         7-4     0.50000 
           7     2.00000      COMB13         Min     -0.0425    -57.9702         7-5     0.00000 
           7     2.35000      COMB13         Min     -0.0647    -68.7525         7-5     0.35000 
           7     0.15000      COMB14         Max      0.4076    108.8968         7-1     0.15000 
           7     0.50000      COMB14         Max      0.1186     63.0230         7-1     0.50000 
           7     0.50000      COMB14         Max      0.1186     63.0230         7-2     0.00000 
           7     1.00000      COMB14         Max      0.2623      9.9705         7-2     0.50000 
           7     1.00000      COMB14         Max      0.2623      9.9705         7-3     0.00000 
           7     1.25000      COMB14         Max      0.2598     -9.8957         7-3     0.25000 
           7     1.50000      COMB14         Max      0.2596    -27.3185         7-3     0.50000 
           7     1.50000      COMB14         Max      0.2596    -27.3185         7-4     0.00000 
           7     2.00000      COMB14         Max      0.0842    -49.4058         7-4     0.50000 
           7     2.00000      COMB14         Max      0.0842    -49.4058         7-5     0.00000 
           7     2.35000      COMB14         Max      0.3924    -56.3184         7-5     0.35000 
           7     0.15000      COMB14         Min     -0.4074     91.2861         7-1     0.15000 
           7     0.50000      COMB14         Min     -0.1185     51.1974         7-1     0.50000 
           7     0.50000      COMB14         Min     -0.1185     51.1974         7-2     0.00000 
           7     1.00000      COMB14         Min     -0.2624      6.2076         7-2     0.50000 
           7     1.00000      COMB14         Min     -0.2624      6.2076         7-3     0.00000 
           7     1.25000      COMB14         Min     -0.2599    -10.0686         7-3     0.25000 
           7     1.50000      COMB14         Min     -0.2597    -31.4226         7-3     0.50000 
           7     1.50000      COMB14         Min     -0.2597    -31.4226         7-4     0.00000 
           7     2.00000      COMB14         Min     -0.0846    -61.1859         7-4     0.50000 
           7     2.00000      COMB14         Min     -0.0846    -61.1859         7-5     0.00000 
           7     2.35000      COMB14         Min     -0.3928    -73.3415         7-5     0.35000 
           7     0.15000         INV         Max      0.4076    108.8968         7-1     0.15000 
           7     0.50000         INV         Max      0.1186     63.0230         7-1     0.50000 
           7     0.50000         INV         Max      0.1186     63.0230         7-2     0.00000 
           7     1.00000         INV         Max      0.2623      9.9705         7-2     0.50000 
           7     1.00000         INV         Max      0.2623      9.9705         7-3     0.00000 
           7     1.25000         INV         Max      0.2598     -8.4170         7-3     0.25000 
           7     1.50000         INV         Max      0.2596    -22.3423         7-3     0.50000 
           7     1.50000         INV         Max      0.2596    -22.3423         7-4     0.00000 
           7     2.00000         INV         Max      0.0842    -39.1120         7-4     0.50000 
           7     2.00000         INV         Max      0.0842    -39.1120         7-5     0.00000 
           7     2.35000         INV         Max      0.3924    -43.4722         7-5     0.35000 
           7     0.15000         INV         Min     -0.4074     73.3451         7-1     0.15000 
           7     0.50000         INV         Min     -0.1185     40.5075         7-1     0.50000 
           7     0.50000         INV         Min     -0.1185     40.5075         7-2     0.00000 
           7     1.00000         INV         Min     -0.2624      4.1911         7-2     0.50000 
           7     1.00000         INV         Min     -0.2624      4.1911         7-3     0.00000 
           7     1.25000         INV         Min     -0.2599    -10.0686         7-3     0.25000 
           7     1.50000         INV         Min     -0.2597    -31.4226         7-3     0.50000 
           7     1.50000         INV         Min     -0.2597    -31.4226         7-4     0.00000 
           7     2.00000         INV         Min     -0.0846    -61.1859         7-4     0.50000 
           7     2.00000         INV         Min     -0.0846    -61.1859         7-5     0.00000 
           7     2.35000         INV         Min     -0.3928    -73.3415         7-5     0.35000 
           8     0.15000          PP              -2.447E-05     25.6856         8-1     0.15000 
           8     0.50000          PP              -3.152E-06      9.6937         8-1     0.50000 
           8     0.50000          PP              -3.152E-06      9.6937         8-2     0.00000 
           8     1.00000          PP               2.730E-05     -4.4523         8-2     0.50000 
           8     1.00000          PP               2.730E-05     -4.4523         8-3     0.00000 
           8     1.25000          PP               4.252E-05     -6.9781         8-3     0.25000 
           8     1.50000          PP               5.774E-05    -10.5087         8-3     0.50000 
           8     1.50000          PP               5.774E-05    -10.5087         8-4     0.00000 
           8     2.00000          PP               8.819E-05     -8.4800         8-4     0.50000 
           8     2.00000          PP               8.819E-05     -8.4800         8-5     0.00000 
           8     2.35000          PP               1.095E-04     -0.9787         8-5     0.35000 
           8     0.15000        PERM              -1.397E-04     23.6378         8-1     0.15000 
           8     0.50000        PERM              -3.025E-05     14.1476         8-1     0.50000 
           8     0.50000        PERM              -3.025E-05     14.1476         8-2     0.00000 
           8     1.00000        PERM               1.261E-04      2.7942         8-2     0.50000 
           8     1.00000        PERM               1.261E-04      2.7942         8-3     0.00000 
           8     1.25000        PERM               2.043E-04     -1.7214         8-3     0.25000 
           8     1.50000        PERM               2.825E-04     -6.5495         8-3     0.50000 
           8     1.50000        PERM               2.825E-04     -6.5495         8-4     0.00000 
           8     2.00000        PERM               4.388E-04    -13.8902         8-4     0.50000 
           8     2.00000        PERM               4.388E-04    -13.8902         8-5     0.00000 
           8     2.35000        PERM               5.483E-04    -17.4991         8-5     0.35000 
           8     0.15000        NEVE              -9.558E-05     16.1574         8-1     0.15000 
           8     0.50000        NEVE              -2.069E-05      9.7539         8-1     0.50000 
           8     0.50000        NEVE              -2.069E-05      9.7539         8-2     0.00000 
           8     1.00000        NEVE               8.629E-05      1.9858         8-2     0.50000 
           8     1.00000        NEVE               8.629E-05      1.9858         8-3     0.00000 
           8     1.25000        NEVE               1.398E-04     -1.2107         8-3     0.25000 
           8     1.50000        NEVE               1.933E-04     -4.4072         8-3     0.50000 
           8     1.50000        NEVE               1.933E-04     -4.4072         8-4     0.00000 
           8     2.00000        NEVE               3.003E-04     -9.4299         8-4     0.50000 
           8     2.00000        NEVE               3.003E-04     -9.4299         8-5     0.00000 
           8     2.35000        NEVE               3.752E-04    -11.9889         8-5     0.35000 
           8     0.15000      VENTOX              -5.243E-05     -3.7138         8-1     0.15000 
           8     0.50000      VENTOX              -1.560E-05     -2.2209         8-1     0.50000 
           8     0.50000      VENTOX              -1.560E-05     -2.2209         8-2     0.00000 
           8     1.00000      VENTOX               3.701E-05     -0.4283         8-2     0.50000 
           8     1.00000      VENTOX               3.701E-05     -0.4283         8-3     0.00000 
           8     1.25000      VENTOX               6.331E-05      0.2985         8-3     0.25000 
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           8     1.50000      VENTOX               8.962E-05      1.0253         8-3     0.50000 
           8     1.50000      VENTOX               8.962E-05      1.0253         8-4     0.00000 
           8     2.00000      VENTOX               1.422E-04      2.1410         8-4     0.50000 
           8     2.00000      VENTOX               1.422E-04      2.1410         8-5     0.00000 
           8     2.35000      VENTOX               1.791E-04      2.6859         8-5     0.35000 
           8     0.15000      VENTOY                 -0.0134     -6.6983         8-1     0.15000 
           8     0.50000      VENTOY                 -0.0044     -4.2291         8-1     0.50000 
           8     0.50000      VENTOY                 -0.0044     -4.2291         8-2     0.00000 
           8     1.00000      VENTOY                  0.0084     -1.0714         8-2     0.50000 
           8     1.00000      VENTOY                  0.0084     -1.0714         8-3     0.00000 
           8     1.25000      VENTOY                  0.0148      0.3235         8-3     0.25000 
           8     1.50000      VENTOY                  0.0212      1.7185         8-3     0.50000 
           8     1.50000      VENTOY                  0.0212      1.7185         8-4     0.00000 
           8     2.00000      VENTOY                  0.0340      4.1425         8-4     0.50000 
           8     2.00000      VENTOY                  0.0340      4.1425         8-5     0.00000 
           8     2.35000      VENTOY                  0.0430      5.5844         8-5     0.35000 
           8     0.15000      SISMAX         Max      0.0598      3.8609         8-1     0.15000 
           8     0.50000      SISMAX         Max      0.0377      2.6350         8-1     0.50000 
           8     0.50000      SISMAX         Max      0.0377      2.6350         8-2     0.00000 
           8     1.00000      SISMAX         Max      0.0713      0.8816         8-2     0.50000 
           8     1.00000      SISMAX         Max      0.0713      0.8816         8-3     0.00000 
           8     1.25000      SISMAX         Max      0.0700      0.0034         8-3     0.25000 
           8     1.50000      SISMAX         Max      0.0713      0.8750         8-3     0.50000 
           8     1.50000      SISMAX         Max      0.0713      0.8750         8-4     0.00000 
           8     2.00000      SISMAX         Max      0.0527      2.6359         8-4     0.50000 
           8     2.00000      SISMAX         Max      0.0527      2.6359         8-5     0.00000 
           8     2.35000      SISMAX         Max      0.0835      3.8724         8-5     0.35000 
           8     0.15000      SISMAY         Max      0.3916      9.1906         8-1     0.15000 
           8     0.50000      SISMAY         Max      0.0768      6.1848         8-1     0.50000 
           8     0.50000      SISMAY         Max      0.0768      6.1848         8-2     0.00000 
           8     1.00000      SISMAY         Max      0.2653      1.9815         8-2     0.50000 
           8     1.00000      SISMAY         Max      0.2653      1.9815         8-3     0.00000 
           8     1.25000      SISMAY         Max      0.2680      0.0772         8-3     0.25000 
           8     1.50000      SISMAY         Max      0.2722      2.1340         8-3     0.50000 
           8     1.50000      SISMAY         Max      0.2722      2.1340         8-4     0.00000 
           8     2.00000      SISMAY         Max      0.1130      6.1645         8-4     0.50000 
           8     2.00000      SISMAY         Max      0.1130      6.1645         8-5     0.00000 
           8     2.35000      SISMAY         Max      0.4005      8.9280         8-5     0.35000 
           8     0.15000        TERM              -4.077E-05     -1.1811         8-1     0.15000 
           8     0.50000        TERM              -7.792E-06     -0.7989         8-1     0.50000 
           8     0.50000        TERM              -7.792E-06     -0.7989         8-2     0.00000 
           8     1.00000        TERM               3.931E-05     -0.2601         8-2     0.50000 
           8     1.00000        TERM               3.931E-05     -0.2601         8-3     0.00000 
           8     1.25000        TERM               6.286E-05      0.0058         8-3     0.25000 
           8     1.50000        TERM               8.642E-05      0.2718         8-3     0.50000 
           8     1.50000        TERM               8.642E-05      0.2718         8-4     0.00000 
           8     2.00000        TERM               1.335E-04      0.7973         8-4     0.50000 
           8     2.00000        TERM               1.335E-04      0.7973         8-5     0.00000 
           8     2.35000        TERM               1.665E-04      1.1610         8-5     0.35000 
           8     0.15000       COMB1         Max  -2.049E-04     48.1423         8-1     0.15000 
           8     0.50000       COMB1         Max  -4.119E-05     23.0424         8-1     0.50000 
           8     0.50000       COMB1         Max  -4.119E-05     23.0424         8-2     0.00000 
           8     1.00000       COMB1         Max   1.927E-04     -1.9182         8-2     0.50000 
           8     1.00000       COMB1         Max   1.927E-04     -1.9182         8-3     0.00000 
           8     1.25000       COMB1         Max   3.097E-04     -8.6937         8-3     0.25000 
           8     1.50000       COMB1         Max   4.266E-04    -16.7864         8-3     0.50000 
           8     1.50000       COMB1         Max   4.266E-04    -16.7864         8-4     0.00000 
           8     2.00000       COMB1         Max   6.606E-04    -21.5728         8-4     0.50000 
           8     2.00000       COMB1         Max   6.606E-04    -21.5728         8-5     0.00000 
           8     2.35000       COMB1         Max   8.243E-04    -17.3168         8-5     0.35000 
           8     0.15000       COMB1         Min  -2.049E-04     48.1423         8-1     0.15000 
           8     0.50000       COMB1         Min  -4.119E-05     23.0424         8-1     0.50000 
           8     0.50000       COMB1         Min  -4.119E-05     23.0424         8-2     0.00000 
           8     1.00000       COMB1         Min   1.927E-04     -1.9182         8-2     0.50000 
           8     1.00000       COMB1         Min   1.927E-04     -1.9182         8-3     0.00000 
           8     1.25000       COMB1         Min   3.097E-04     -8.6937         8-3     0.25000 
           8     1.50000       COMB1         Min   4.266E-04    -16.7864         8-3     0.50000 
           8     1.50000       COMB1         Min   4.266E-04    -16.7864         8-4     0.00000 
           8     2.00000       COMB1         Min   6.606E-04    -21.5728         8-4     0.50000 
           8     2.00000       COMB1         Min   6.606E-04    -21.5728         8-5     0.00000 
           8     2.35000       COMB1         Min   8.243E-04    -17.3168         8-5     0.35000 
           8     0.15000       COMB2         Max  -3.005E-04     64.2997         8-1     0.15000 
           8     0.50000       COMB2         Max  -6.188E-05     32.7962         8-1     0.50000 
           8     0.50000       COMB2         Max  -6.188E-05     32.7962         8-2     0.00000 
           8     1.00000       COMB2         Max   2.790E-04      0.0676         8-2     0.50000 
           8     1.00000       COMB2         Max   2.790E-04      0.0676         8-3     0.00000 
           8     1.25000       COMB2         Max   4.495E-04     -9.9044         8-3     0.25000 
           8     1.50000       COMB2         Max   6.199E-04    -21.1936         8-3     0.50000 
           8     1.50000       COMB2         Max   6.199E-04    -21.1936         8-4     0.00000 
           8     2.00000       COMB2         Max   9.608E-04    -31.0027         8-4     0.50000 
           8     2.00000       COMB2         Max   9.608E-04    -31.0027         8-5     0.00000 
           8     2.35000       COMB2         Max      0.0012    -29.3057         8-5     0.35000 
           8     0.15000       COMB2         Min  -3.005E-04     64.2997         8-1     0.15000 
           8     0.50000       COMB2         Min  -6.188E-05     32.7962         8-1     0.50000 
           8     0.50000       COMB2         Min  -6.188E-05     32.7962         8-2     0.00000 
           8     1.00000       COMB2         Min   2.790E-04      0.0676         8-2     0.50000 
           8     1.00000       COMB2         Min   2.790E-04      0.0676         8-3     0.00000 
           8     1.25000       COMB2         Min   4.495E-04     -9.9044         8-3     0.25000 
           8     1.50000       COMB2         Min   6.199E-04    -21.1936         8-3     0.50000 
           8     1.50000       COMB2         Min   6.199E-04    -21.1936         8-4     0.00000 
           8     2.00000       COMB2         Min   9.608E-04    -31.0027         8-4     0.50000 
           8     2.00000       COMB2         Min   9.608E-04    -31.0027         8-5     0.00000 
           8     2.35000       COMB2         Min      0.0012    -29.3057         8-5     0.35000 
           8     0.15000       COMB3         Max  -2.574E-04     44.4285         8-1     0.15000 
           8     0.50000       COMB3         Max  -5.679E-05     20.8215         8-1     0.50000 
           8     0.50000       COMB3         Max  -5.679E-05     20.8215         8-2     0.00000 
           8     1.00000       COMB3         Max   2.297E-04     -2.3465         8-2     0.50000 
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           8     1.00000       COMB3         Max   2.297E-04     -2.3465         8-3     0.00000 
           8     1.25000       COMB3         Max   3.730E-04     -8.3952         8-3     0.25000 
           8     1.50000       COMB3         Max   5.163E-04    -15.7610         8-3     0.50000 
           8     1.50000       COMB3         Max   5.163E-04    -15.7610         8-4     0.00000 
           8     2.00000       COMB3         Max   8.028E-04    -19.4318         8-4     0.50000 
           8     2.00000       COMB3         Max   8.028E-04    -19.4318         8-5     0.00000 
           8     2.35000       COMB3         Max      0.0010    -14.6309         8-5     0.35000 
           8     0.15000       COMB3         Min  -2.574E-04     44.4285         8-1     0.15000 
           8     0.50000       COMB3         Min  -5.679E-05     20.8215         8-1     0.50000 
           8     0.50000       COMB3         Min  -5.679E-05     20.8215         8-2     0.00000 
           8     1.00000       COMB3         Min   2.297E-04     -2.3465         8-2     0.50000 
           8     1.00000       COMB3         Min   2.297E-04     -2.3465         8-3     0.00000 
           8     1.25000       COMB3         Min   3.730E-04     -8.3952         8-3     0.25000 
           8     1.50000       COMB3         Min   5.163E-04    -15.7610         8-3     0.50000 
           8     1.50000       COMB3         Min   5.163E-04    -15.7610         8-4     0.00000 
           8     2.00000       COMB3         Min   8.028E-04    -19.4318         8-4     0.50000 
           8     2.00000       COMB3         Min   8.028E-04    -19.4318         8-5     0.00000 
           8     2.35000       COMB3         Min      0.0010    -14.6309         8-5     0.35000 
           8     0.15000       COMB4         Max     -0.0136     41.4440         8-1     0.15000 
           8     0.50000       COMB4         Max     -0.0045     18.8133         8-1     0.50000 
           8     0.50000       COMB4         Max     -0.0045     18.8133         8-2     0.00000 
           8     1.00000       COMB4         Max      0.0086     -2.9896         8-2     0.50000 
           8     1.00000       COMB4         Max      0.0086     -2.9896         8-3     0.00000 
           8     1.25000       COMB4         Max      0.0151     -8.3702         8-3     0.25000 
           8     1.50000       COMB4         Max      0.0217    -15.0679         8-3     0.50000 
           8     1.50000       COMB4         Max      0.0217    -15.0679         8-4     0.00000 
           8     2.00000       COMB4         Max      0.0347    -17.4303         8-4     0.50000 
           8     2.00000       COMB4         Max      0.0347    -17.4303         8-5     0.00000 
           8     2.35000       COMB4         Max      0.0438    -11.7324         8-5     0.35000 
           8     0.15000       COMB4         Min     -0.0136     41.4440         8-1     0.15000 
           8     0.50000       COMB4         Min     -0.0045     18.8133         8-1     0.50000 
           8     0.50000       COMB4         Min     -0.0045     18.8133         8-2     0.00000 
           8     1.00000       COMB4         Min      0.0086     -2.9896         8-2     0.50000 
           8     1.00000       COMB4         Min      0.0086     -2.9896         8-3     0.00000 
           8     1.25000       COMB4         Min      0.0151     -8.3702         8-3     0.25000 
           8     1.50000       COMB4         Min      0.0217    -15.0679         8-3     0.50000 
           8     1.50000       COMB4         Min      0.0217    -15.0679         8-4     0.00000 
           8     2.00000       COMB4         Min      0.0347    -17.4303         8-4     0.50000 
           8     2.00000       COMB4         Min      0.0347    -17.4303         8-5     0.00000 
           8     2.35000       COMB4         Min      0.0438    -11.7324         8-5     0.35000 
           8     0.15000       COMB5         Max  -3.529E-04     60.5859         8-1     0.15000 
           8     0.50000       COMB5         Max  -7.749E-05     30.5754         8-1     0.50000 
           8     0.50000       COMB5         Max  -7.749E-05     30.5754         8-2     0.00000 
           8     1.00000       COMB5         Max   3.160E-04     -0.3607         8-2     0.50000 
           8     1.00000       COMB5         Max   3.160E-04     -0.3607         8-3     0.00000 
           8     1.25000       COMB5         Max   5.128E-04     -9.6059         8-3     0.25000 
           8     1.50000       COMB5         Max   7.095E-04    -20.1683         8-3     0.50000 
           8     1.50000       COMB5         Max   7.095E-04    -20.1683         8-4     0.00000 
           8     2.00000       COMB5         Max      0.0011    -28.8617         8-4     0.50000 
           8     2.00000       COMB5         Max      0.0011    -28.8617         8-5     0.00000 
           8     2.35000       COMB5         Max      0.0014    -26.6198         8-5     0.35000 
           8     0.15000       COMB5         Min  -3.529E-04     60.5859         8-1     0.15000 
           8     0.50000       COMB5         Min  -7.749E-05     30.5754         8-1     0.50000 
           8     0.50000       COMB5         Min  -7.749E-05     30.5754         8-2     0.00000 
           8     1.00000       COMB5         Min   3.160E-04     -0.3607         8-2     0.50000 
           8     1.00000       COMB5         Min   3.160E-04     -0.3607         8-3     0.00000 
           8     1.25000       COMB5         Min   5.128E-04     -9.6059         8-3     0.25000 
           8     1.50000       COMB5         Min   7.095E-04    -20.1683         8-3     0.50000 
           8     1.50000       COMB5         Min   7.095E-04    -20.1683         8-4     0.00000 
           8     2.00000       COMB5         Min      0.0011    -28.8617         8-4     0.50000 
           8     2.00000       COMB5         Min      0.0011    -28.8617         8-5     0.00000 
           8     2.35000       COMB5         Min      0.0014    -26.6198         8-5     0.35000 
           8     0.15000       COMB6         Max     -0.0137     57.6013         8-1     0.15000 
           8     0.50000       COMB6         Max     -0.0045     28.5671         8-1     0.50000 
           8     0.50000       COMB6         Max     -0.0045     28.5671         8-2     0.00000 
           8     1.00000       COMB6         Max      0.0087     -1.0038         8-2     0.50000 
           8     1.00000       COMB6         Max      0.0087     -1.0038         8-3     0.00000 
           8     1.25000       COMB6         Max      0.0153     -9.5809         8-3     0.25000 
           8     1.50000       COMB6         Max      0.0218    -19.4751         8-3     0.50000 
           8     1.50000       COMB6         Max      0.0218    -19.4751         8-4     0.00000 
           8     2.00000       COMB6         Max      0.0350    -26.8602         8-4     0.50000 
           8     2.00000       COMB6         Max      0.0350    -26.8602         8-5     0.00000 
           8     2.35000       COMB6         Max      0.0442    -23.7213         8-5     0.35000 
           8     0.15000       COMB6         Min     -0.0137     57.6013         8-1     0.15000 
           8     0.50000       COMB6         Min     -0.0045     28.5671         8-1     0.50000 
           8     0.50000       COMB6         Min     -0.0045     28.5671         8-2     0.00000 
           8     1.00000       COMB6         Min      0.0087     -1.0038         8-2     0.50000 
           8     1.00000       COMB6         Min      0.0087     -1.0038         8-3     0.00000 
           8     1.25000       COMB6         Min      0.0153     -9.5809         8-3     0.25000 
           8     1.50000       COMB6         Min      0.0218    -19.4751         8-3     0.50000 
           8     1.50000       COMB6         Min      0.0218    -19.4751         8-4     0.00000 
           8     2.00000       COMB6         Min      0.0350    -26.8602         8-4     0.50000 
           8     2.00000       COMB6         Min      0.0350    -26.8602         8-5     0.00000 
           8     2.35000       COMB6         Min      0.0442    -23.7213         8-5     0.35000 
           8     0.15000       COMB7         Max  -1.234E-04     50.5044         8-1     0.15000 
           8     0.50000       COMB7         Max  -2.561E-05     24.6402         8-1     0.50000 
           8     0.50000       COMB7         Max  -2.561E-05     24.6402         8-2     0.00000 
           8     1.00000       COMB7         Max   1.141E-04     -1.3979         8-2     0.50000 
           8     1.00000       COMB7         Max   1.141E-04     -1.3979         8-3     0.00000 
           8     1.25000       COMB7         Max   1.840E-04     -8.7054         8-3     0.25000 
           8     1.50000       COMB7         Max   2.538E-04    -17.3300         8-3     0.50000 
           8     1.50000       COMB7         Max   2.538E-04    -17.3300         8-4     0.00000 
           8     2.00000       COMB7         Max   3.935E-04    -23.1675         8-4     0.50000 
           8     2.00000       COMB7         Max   3.935E-04    -23.1675         8-5     0.00000 
           8     2.35000       COMB7         Max   4.913E-04    -19.6388         8-5     0.35000 
           8     0.15000       COMB7         Min  -1.234E-04     50.5044         8-1     0.15000 
           8     0.50000       COMB7         Min  -2.561E-05     24.6402         8-1     0.50000 
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           8     0.50000       COMB7         Min  -2.561E-05     24.6402         8-2     0.00000 
           8     1.00000       COMB7         Min   1.141E-04     -1.3979         8-2     0.50000 
           8     1.00000       COMB7         Min   1.141E-04     -1.3979         8-3     0.00000 
           8     1.25000       COMB7         Min   1.840E-04     -8.7054         8-3     0.25000 
           8     1.50000       COMB7         Min   2.538E-04    -17.3300         8-3     0.50000 
           8     1.50000       COMB7         Min   2.538E-04    -17.3300         8-4     0.00000 
           8     2.00000       COMB7         Min   3.935E-04    -23.1675         8-4     0.50000 
           8     2.00000       COMB7         Min   3.935E-04    -23.1675         8-5     0.00000 
           8     2.35000       COMB7         Min   4.913E-04    -19.6388         8-5     0.35000 
           8     0.15000       COMB8         Max  -2.190E-04     66.6618         8-1     0.15000 
           8     0.50000       COMB8         Max  -4.630E-05     34.3941         8-1     0.50000 
           8     0.50000       COMB8         Max  -4.630E-05     34.3941         8-2     0.00000 
           8     1.00000       COMB8         Max   2.004E-04      0.5879         8-2     0.50000 
           8     1.00000       COMB8         Max   2.004E-04      0.5879         8-3     0.00000 
           8     1.25000       COMB8         Max   3.237E-04     -9.9161         8-3     0.25000 
           8     1.50000       COMB8         Max   4.471E-04    -21.7372         8-3     0.50000 
           8     1.50000       COMB8         Max   4.471E-04    -21.7372         8-4     0.00000 
           8     2.00000       COMB8         Max   6.938E-04    -32.5974         8-4     0.50000 
           8     2.00000       COMB8         Max   6.938E-04    -32.5974         8-5     0.00000 
           8     2.35000       COMB8         Max   8.665E-04    -31.6276         8-5     0.35000 
           8     0.15000       COMB8         Min  -2.190E-04     66.6618         8-1     0.15000 
           8     0.50000       COMB8         Min  -4.630E-05     34.3941         8-1     0.50000 
           8     0.50000       COMB8         Min  -4.630E-05     34.3941         8-2     0.00000 
           8     1.00000       COMB8         Min   2.004E-04      0.5879         8-2     0.50000 
           8     1.00000       COMB8         Min   2.004E-04      0.5879         8-3     0.00000 
           8     1.25000       COMB8         Min   3.237E-04     -9.9161         8-3     0.25000 
           8     1.50000       COMB8         Min   4.471E-04    -21.7372         8-3     0.50000 
           8     1.50000       COMB8         Min   4.471E-04    -21.7372         8-4     0.00000 
           8     2.00000       COMB8         Min   6.938E-04    -32.5974         8-4     0.50000 
           8     2.00000       COMB8         Min   6.938E-04    -32.5974         8-5     0.00000 
           8     2.35000       COMB8         Min   8.665E-04    -31.6276         8-5     0.35000 
           8     0.15000       COMB9         Max  -1.758E-04     46.7906         8-1     0.15000 
           8     0.50000       COMB9         Max  -4.121E-05     22.4193         8-1     0.50000 
           8     0.50000       COMB9         Max  -4.121E-05     22.4193         8-2     0.00000 
           8     1.00000       COMB9         Max   1.511E-04     -1.8262         8-2     0.50000 
           8     1.00000       COMB9         Max   1.511E-04     -1.8262         8-3     0.00000 
           8     1.25000       COMB9         Max   2.473E-04     -8.4068         8-3     0.25000 
           8     1.50000       COMB9         Max   3.434E-04    -16.3047         8-3     0.50000 
           8     1.50000       COMB9         Max   3.434E-04    -16.3047         8-4     0.00000 
           8     2.00000       COMB9         Max   5.357E-04    -21.0265         8-4     0.50000 
           8     2.00000       COMB9         Max   5.357E-04    -21.0265         8-5     0.00000 
           8     2.35000       COMB9         Max   6.704E-04    -16.9528         8-5     0.35000 
           8     0.15000       COMB9         Min  -1.758E-04     46.7906         8-1     0.15000 
           8     0.50000       COMB9         Min  -4.121E-05     22.4193         8-1     0.50000 
           8     0.50000       COMB9         Min  -4.121E-05     22.4193         8-2     0.00000 
           8     1.00000       COMB9         Min   1.511E-04     -1.8262         8-2     0.50000 
           8     1.00000       COMB9         Min   1.511E-04     -1.8262         8-3     0.00000 
           8     1.25000       COMB9         Min   2.473E-04     -8.4068         8-3     0.25000 
           8     1.50000       COMB9         Min   3.434E-04    -16.3047         8-3     0.50000 
           8     1.50000       COMB9         Min   3.434E-04    -16.3047         8-4     0.00000 
           8     2.00000       COMB9         Min   5.357E-04    -21.0265         8-4     0.50000 
           8     2.00000       COMB9         Min   5.357E-04    -21.0265         8-5     0.00000 
           8     2.35000       COMB9         Min   6.704E-04    -16.9528         8-5     0.35000 
           8     0.15000      COMB10         Max     -0.0135     43.8061         8-1     0.15000 
           8     0.50000      COMB10         Max     -0.0044     20.4111         8-1     0.50000 
           8     0.50000      COMB10         Max     -0.0044     20.4111         8-2     0.00000 
           8     1.00000      COMB10         Max      0.0085     -2.4693         8-2     0.50000 
           8     1.00000      COMB10         Max      0.0085     -2.4693         8-3     0.00000 
           8     1.25000      COMB10         Max      0.0150     -8.3818         8-3     0.25000 
           8     1.50000      COMB10         Max      0.0215    -15.6115         8-3     0.50000 
           8     1.50000      COMB10         Max      0.0215    -15.6115         8-4     0.00000 
           8     2.00000      COMB10         Max      0.0344    -19.0250         8-4     0.50000 
           8     2.00000      COMB10         Max      0.0344    -19.0250         8-5     0.00000 
           8     2.35000      COMB10         Max      0.0435    -14.0543         8-5     0.35000 
           8     0.15000      COMB10         Min     -0.0135     43.8061         8-1     0.15000 
           8     0.50000      COMB10         Min     -0.0044     20.4111         8-1     0.50000 
           8     0.50000      COMB10         Min     -0.0044     20.4111         8-2     0.00000 
           8     1.00000      COMB10         Min      0.0085     -2.4693         8-2     0.50000 
           8     1.00000      COMB10         Min      0.0085     -2.4693         8-3     0.00000 
           8     1.25000      COMB10         Min      0.0150     -8.3818         8-3     0.25000 
           8     1.50000      COMB10         Min      0.0215    -15.6115         8-3     0.50000 
           8     1.50000      COMB10         Min      0.0215    -15.6115         8-4     0.00000 
           8     2.00000      COMB10         Min      0.0344    -19.0250         8-4     0.50000 
           8     2.00000      COMB10         Min      0.0344    -19.0250         8-5     0.00000 
           8     2.35000      COMB10         Min      0.0435    -14.0543         8-5     0.35000 
           8     0.15000      COMB11         Max  -2.714E-04     62.9480         8-1     0.15000 
           8     0.50000      COMB11         Max  -6.190E-05     32.1732         8-1     0.50000 
           8     0.50000      COMB11         Max  -6.190E-05     32.1732         8-2     0.00000 
           8     1.00000      COMB11         Max   2.374E-04      0.1596         8-2     0.50000 
           8     1.00000      COMB11         Max   2.374E-04      0.1596         8-3     0.00000 
           8     1.25000      COMB11         Max   3.871E-04     -9.6176         8-3     0.25000 
           8     1.50000      COMB11         Max   5.367E-04    -20.7119         8-3     0.50000 
           8     1.50000      COMB11         Max   5.367E-04    -20.7119         8-4     0.00000 
           8     2.00000      COMB11         Max   8.360E-04    -30.4564         8-4     0.50000 
           8     2.00000      COMB11         Max   8.360E-04    -30.4564         8-5     0.00000 
           8     2.35000      COMB11         Max      0.0010    -28.9417         8-5     0.35000 
           8     0.15000      COMB11         Min  -2.714E-04     62.9480         8-1     0.15000 
           8     0.50000      COMB11         Min  -6.190E-05     32.1732         8-1     0.50000 
           8     0.50000      COMB11         Min  -6.190E-05     32.1732         8-2     0.00000 
           8     1.00000      COMB11         Min   2.374E-04      0.1596         8-2     0.50000 
           8     1.00000      COMB11         Min   2.374E-04      0.1596         8-3     0.00000 
           8     1.25000      COMB11         Min   3.871E-04     -9.6176         8-3     0.25000 
           8     1.50000      COMB11         Min   5.367E-04    -20.7119         8-3     0.50000 
           8     1.50000      COMB11         Min   5.367E-04    -20.7119         8-4     0.00000 
           8     2.00000      COMB11         Min   8.360E-04    -30.4564         8-4     0.50000 
           8     2.00000      COMB11         Min   8.360E-04    -30.4564         8-5     0.00000 
           8     2.35000      COMB11         Min      0.0010    -28.9417         8-5     0.35000 
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           8     0.15000      COMB12         Max     -0.0136     59.9634         8-1     0.15000 
           8     0.50000      COMB12         Max     -0.0045     30.1650         8-1     0.50000 
           8     0.50000      COMB12         Max     -0.0045     30.1650         8-2     0.00000 
           8     1.00000      COMB12         Max      0.0086     -0.4835         8-2     0.50000 
           8     1.00000      COMB12         Max      0.0086     -0.4835         8-3     0.00000 
           8     1.25000      COMB12         Max      0.0151     -9.5926         8-3     0.25000 
           8     1.50000      COMB12         Max      0.0217    -20.0188         8-3     0.50000 
           8     1.50000      COMB12         Max      0.0217    -20.0188         8-4     0.00000 
           8     2.00000      COMB12         Max      0.0347    -28.4549         8-4     0.50000 
           8     2.00000      COMB12         Max      0.0347    -28.4549         8-5     0.00000 
           8     2.35000      COMB12         Max      0.0439    -26.0432         8-5     0.35000 
           8     0.15000      COMB12         Min     -0.0136     59.9634         8-1     0.15000 
           8     0.50000      COMB12         Min     -0.0045     30.1650         8-1     0.50000 
           8     0.50000      COMB12         Min     -0.0045     30.1650         8-2     0.00000 
           8     1.00000      COMB12         Min      0.0086     -0.4835         8-2     0.50000 
           8     1.00000      COMB12         Min      0.0086     -0.4835         8-3     0.00000 
           8     1.25000      COMB12         Min      0.0151     -9.5926         8-3     0.25000 
           8     1.50000      COMB12         Min      0.0217    -20.0188         8-3     0.50000 
           8     1.50000      COMB12         Min      0.0217    -20.0188         8-4     0.00000 
           8     2.00000      COMB12         Min      0.0347    -28.4549         8-4     0.50000 
           8     2.00000      COMB12         Min      0.0347    -28.4549         8-5     0.00000 
           8     2.35000      COMB12         Min      0.0439    -26.0432         8-5     0.35000 
           8     0.15000      COMB13         Max      0.0596     69.3416         8-1     0.15000 
           8     0.50000      COMB13         Max      0.0377     36.2302         8-1     0.50000 
           8     0.50000      COMB13         Max      0.0377     36.2302         8-2     0.00000 
           8     1.00000      COMB13         Max      0.0715      1.2093         8-2     0.50000 
           8     1.00000      COMB13         Max      0.0715      1.2093         8-3     0.00000 
           8     1.25000      COMB13         Max      0.0704     -9.9069         8-3     0.25000 
           8     1.50000      COMB13         Max      0.0719    -20.5905         8-3     0.50000 
           8     1.50000      COMB13         Max      0.0719    -20.5905         8-4     0.00000 
           8     2.00000      COMB13         Max      0.0535    -29.1641         8-4     0.50000 
           8     2.00000      COMB13         Max      0.0535    -29.1641         8-5     0.00000 
           8     2.35000      COMB13         Max      0.0846    -26.5943         8-5     0.35000 
           8     0.15000      COMB13         Min     -0.0601     61.6198         8-1     0.15000 
           8     0.50000      COMB13         Min     -0.0378     30.9601         8-1     0.50000 
           8     0.50000      COMB13         Min     -0.0378     30.9601         8-2     0.00000 
           8     1.00000      COMB13         Min     -0.0710     -0.5539         8-2     0.50000 
           8     1.00000      COMB13         Min     -0.0710     -0.5539         8-3     0.00000 
           8     1.25000      COMB13         Min     -0.0696     -9.9136         8-3     0.25000 
           8     1.50000      COMB13         Min     -0.0708    -22.3404         8-3     0.50000 
           8     1.50000      COMB13         Min     -0.0708    -22.3404         8-4     0.00000 
           8     2.00000      COMB13         Min     -0.0518    -34.4359         8-4     0.50000 
           8     2.00000      COMB13         Min     -0.0518    -34.4359         8-5     0.00000 
           8     2.35000      COMB13         Min     -0.0825    -34.3390         8-5     0.35000 
           8     0.15000      COMB14         Max      0.3914     74.6713         8-1     0.15000 
           8     0.50000      COMB14         Max      0.0768     39.7800         8-1     0.50000 
           8     0.50000      COMB14         Max      0.0768     39.7800         8-2     0.00000 
           8     1.00000      COMB14         Max      0.2655      2.3092         8-2     0.50000 
           8     1.00000      COMB14         Max      0.2655      2.3092         8-3     0.00000 
           8     1.25000      COMB14         Max      0.2684     -9.8330         8-3     0.25000 
           8     1.50000      COMB14         Max      0.2727    -19.3314         8-3     0.50000 
           8     1.50000      COMB14         Max      0.2727    -19.3314         8-4     0.00000 
           8     2.00000      COMB14         Max      0.1138    -25.6356         8-4     0.50000 
           8     2.00000      COMB14         Max      0.1138    -25.6356         8-5     0.00000 
           8     2.35000      COMB14         Max      0.4016    -21.5387         8-5     0.35000 
           8     0.15000      COMB14         Min     -0.3919     56.2902         8-1     0.15000 
           8     0.50000      COMB14         Min     -0.0769     27.4103         8-1     0.50000 
           8     0.50000      COMB14         Min     -0.0769     27.4103         8-2     0.00000 
           8     1.00000      COMB14         Min     -0.2650     -1.6538         8-2     0.50000 
           8     1.00000      COMB14         Min     -0.2650     -1.6538         8-3     0.00000 
           8     1.25000      COMB14         Min     -0.2676     -9.9875         8-3     0.25000 
           8     1.50000      COMB14         Min     -0.2717    -23.5994         8-3     0.50000 
           8     1.50000      COMB14         Min     -0.2717    -23.5994         8-4     0.00000 
           8     2.00000      COMB14         Min     -0.1122    -37.9645         8-4     0.50000 
           8     2.00000      COMB14         Min     -0.1122    -37.9645         8-5     0.00000 
           8     2.35000      COMB14         Min     -0.3995    -39.3946         8-5     0.35000 
           8     0.15000         INV         Max      0.3914     74.6713         8-1     0.15000 
           8     0.50000         INV         Max      0.0768     39.7800         8-1     0.50000 
           8     0.50000         INV         Max      0.0768     39.7800         8-2     0.00000 
           8     1.00000         INV         Max      0.2655      2.3092         8-2     0.50000 
           8     1.00000         INV         Max      0.2655      2.3092         8-3     0.00000 
           8     1.25000         INV         Max      0.2684     -8.3702         8-3     0.25000 
           8     1.50000         INV         Max      0.2727    -15.0679         8-3     0.50000 
           8     1.50000         INV         Max      0.2727    -15.0679         8-4     0.00000 
           8     2.00000         INV         Max      0.1138    -17.4303         8-4     0.50000 
           8     2.00000         INV         Max      0.1138    -17.4303         8-5     0.00000 
           8     2.35000         INV         Max      0.4016    -11.7324         8-5     0.35000 
           8     0.15000         INV         Min     -0.3919     41.4440         8-1     0.15000 
           8     0.50000         INV         Min     -0.0769     18.8133         8-1     0.50000 
           8     0.50000         INV         Min     -0.0769     18.8133         8-2     0.00000 
           8     1.00000         INV         Min     -0.2650     -2.9896         8-2     0.50000 
           8     1.00000         INV         Min     -0.2650     -2.9896         8-3     0.00000 
           8     1.25000         INV         Min     -0.2676     -9.9875         8-3     0.25000 
           8     1.50000         INV         Min     -0.2717    -23.5994         8-3     0.50000 
           8     1.50000         INV         Min     -0.2717    -23.5994         8-4     0.00000 
           8     2.00000         INV         Min     -0.1122    -37.9645         8-4     0.50000 
           8     2.00000         INV         Min     -0.1122    -37.9645         8-5     0.00000 
           8     2.35000         INV         Min     -0.3995    -39.3946         8-5     0.35000 
           9     0.15000          PP              -9.060E-05     57.5677         9-1     0.15000 
           9     0.50000          PP              -7.967E-05     31.4573         9-1     0.50000 
           9     0.50000          PP              -7.967E-05     31.4573         9-2     0.00000 
           9     1.00000          PP              -6.406E-05      2.8343         9-2     0.50000 
           9     1.00000          PP              -6.406E-05      2.8343         9-3     0.00000 
           9     1.25000          PP              -5.626E-05     -6.9458         9-3     0.25000 
           9     1.50000          PP              -4.845E-05    -17.7306         9-3     0.50000 
           9     1.50000          PP              -4.845E-05    -17.7306         9-4     0.00000 
           9     2.00000          PP              -3.284E-05    -30.2522         9-4     0.50000 
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           9     2.00000          PP              -3.284E-05    -30.2522         9-5     0.00000 
           9     2.35000          PP              -2.192E-05    -32.9720         9-5     0.35000 
           9     0.15000        PERM              -5.207E-04     36.1551         9-1     0.15000 
           9     0.50000        PERM              -4.264E-04     22.7098         9-1     0.50000 
           9     0.50000        PERM              -4.264E-04     22.7098         9-2     0.00000 
           9     1.00000        PERM              -2.917E-04      5.6785         9-2     0.50000 
           9     1.00000        PERM              -2.917E-04      5.6785         9-3     0.00000 
           9     1.25000        PERM              -2.244E-04     -1.6918         9-3     0.25000 
           9     1.50000        PERM              -1.570E-04     -9.3746         9-3     0.50000 
           9     1.50000        PERM              -1.570E-04     -9.3746         9-4     0.00000 
           9     2.00000        PERM              -2.234E-05    -22.4604         9-4     0.50000 
           9     2.00000        PERM              -2.234E-05    -22.4604         9-5     0.00000 
           9     2.35000        PERM               7.194E-05    -30.1183         9-5     0.35000 
           9     0.15000        NEVE              -3.563E-04     24.7219         9-1     0.15000 
           9     0.50000        NEVE              -2.917E-04     15.6123         9-1     0.50000 
           9     0.50000        NEVE              -2.917E-04     15.6123         9-2     0.00000 
           9     1.00000        NEVE              -1.996E-04      3.9593         9-2     0.50000 
           9     1.00000        NEVE              -1.996E-04      3.9593         9-3     0.00000 
           9     1.25000        NEVE              -1.535E-04     -1.1905         9-3     0.25000 
           9     1.50000        NEVE              -1.074E-04     -6.3402         9-3     0.50000 
           9     1.50000        NEVE              -1.074E-04     -6.3402         9-4     0.00000 
           9     2.00000        NEVE              -1.529E-05    -15.2936         9-4     0.50000 
           9     2.00000        NEVE              -1.529E-05    -15.2936         9-5     0.00000 
           9     2.35000        NEVE               4.922E-05    -20.6231         9-5     0.35000 
           9     0.15000      VENTOX              -1.814E-04     -5.8316         9-1     0.15000 
           9     0.50000      VENTOX              -1.433E-04     -3.6692         9-1     0.50000 
           9     0.50000      VENTOX              -1.433E-04     -3.6692         9-2     0.00000 
           9     1.00000      VENTOX              -8.885E-05     -0.9158         9-2     0.50000 
           9     1.00000      VENTOX              -8.885E-05     -0.9158         9-3     0.00000 
           9     1.25000      VENTOX              -6.164E-05      0.2938         9-3     0.25000 
           9     1.50000      VENTOX              -3.444E-05      1.5035         9-3     0.50000 
           9     1.50000      VENTOX              -3.444E-05      1.5035         9-4     0.00000 
           9     2.00000      VENTOX               1.998E-05      3.5906         9-4     0.50000 
           9     2.00000      VENTOX               1.998E-05      3.5906         9-5     0.00000 
           9     2.35000      VENTOX               5.807E-05      4.8199         9-5     0.35000 
           9     0.15000      VENTOY                 -0.0435     -9.1146         9-1     0.15000 
           9     0.50000      VENTOY                 -0.0343     -5.8844         9-1     0.50000 
           9     0.50000      VENTOY                 -0.0343     -5.8844         9-2     0.00000 
           9     1.00000      VENTOY                 -0.0211     -1.6315         9-2     0.50000 
           9     1.00000      VENTOY                 -0.0211     -1.6315         9-3     0.00000 
           9     1.25000      VENTOY                 -0.0145      0.3154         9-3     0.25000 
           9     1.50000      VENTOY                 -0.0079      2.2624         9-3     0.50000 
           9     1.50000      VENTOY                 -0.0079      2.2624         9-4     0.00000 
           9     2.00000      VENTOY                  0.0054      5.8000         9-4     0.50000 
           9     2.00000      VENTOY                  0.0054      5.8000         9-5     0.00000 
           9     2.35000      VENTOY                  0.0146      8.0287         9-5     0.35000 
           9     0.15000      SISMAX         Max      0.0774      4.2332         9-1     0.15000 
           9     0.50000      SISMAX         Max      0.0459      2.8931         9-1     0.50000 
           9     0.50000      SISMAX         Max      0.0459      2.8931         9-2     0.00000 
           9     1.00000      SISMAX         Max      0.0911      0.9720         9-2     0.50000 
           9     1.00000      SISMAX         Max      0.0911      0.9720         9-3     0.00000 
           9     1.25000      SISMAX         Max      0.0894      0.0076         9-3     0.25000 
           9     1.50000      SISMAX         Max      0.0909      0.9570         9-3     0.50000 
           9     1.50000      SISMAX         Max      0.0909      0.9570         9-4     0.00000 
           9     2.00000      SISMAX         Max      0.0683      2.8951         9-4     0.50000 
           9     2.00000      SISMAX         Max      0.0683      2.8951         9-5     0.00000 
           9     2.35000      SISMAX         Max      0.1114      4.2591         9-5     0.35000 
           9     0.15000      SISMAY         Max      0.4040     10.5251         9-1     0.15000 
           9     0.50000      SISMAY         Max      0.1216      7.1046         9-1     0.50000 
           9     0.50000      SISMAY         Max      0.1216      7.1046         9-2     0.00000 
           9     1.00000      SISMAY         Max      0.2606      2.2982         9-2     0.50000 
           9     1.00000      SISMAY         Max      0.2606      2.2982         9-3     0.00000 
           9     1.25000      SISMAY         Max      0.2616      0.0671         9-3     0.25000 
           9     1.50000      SISMAY         Max      0.2650      2.4312         9-3     0.50000 
           9     1.50000      SISMAY         Max      0.2650      2.4312         9-4     0.00000 
           9     2.00000      SISMAY         Max      0.0773      7.0868         9-4     0.50000 
           9     2.00000      SISMAY         Max      0.0773      7.0868         9-5     0.00000 
           9     2.35000      SISMAY         Max      0.3697     10.2961         9-5     0.35000 
           9     0.15000        TERM              -1.449E-04     -2.5421         9-1     0.15000 
           9     0.50000        TERM              -1.238E-04     -1.7287         9-1     0.50000 
           9     0.50000        TERM              -1.238E-04     -1.7287         9-2     0.00000 
           9     1.00000        TERM              -9.365E-05     -0.5721         9-2     0.50000 
           9     1.00000        TERM              -9.365E-05     -0.5721         9-3     0.00000 
           9     1.25000        TERM              -7.859E-05      0.0038         9-3     0.25000 
           9     1.50000        TERM              -6.353E-05      0.5797         9-3     0.50000 
           9     1.50000        TERM              -6.353E-05      0.5797         9-4     0.00000 
           9     2.00000        TERM              -3.341E-05      1.7277         9-4     0.50000 
           9     2.00000        TERM              -3.341E-05      1.7277         9-5     0.00000 
           9     2.35000        TERM              -1.233E-05      2.5291         9-5     0.35000 
           9     0.15000       COMB1         Max  -7.561E-04     91.1807         9-1     0.15000 
           9     0.50000       COMB1         Max  -6.298E-04     52.4384         9-1     0.50000 
           9     0.50000       COMB1         Max  -6.298E-04     52.4384         9-2     0.00000 
           9     1.00000       COMB1         Max  -4.494E-04      7.9406         9-2     0.50000 
           9     1.00000       COMB1         Max  -4.494E-04      7.9406         9-3     0.00000 
           9     1.25000       COMB1         Max  -3.592E-04     -8.6338         9-3     0.25000 
           9     1.50000       COMB1         Max  -2.690E-04    -26.5255         9-3     0.50000 
           9     1.50000       COMB1         Max  -2.690E-04    -26.5255         9-4     0.00000 
           9     2.00000       COMB1         Max  -8.860E-05    -50.9849         9-4     0.50000 
           9     2.00000       COMB1         Max  -8.860E-05    -50.9849         9-5     0.00000 
           9     2.35000       COMB1         Max   3.770E-05    -60.5613         9-5     0.35000 
           9     0.15000       COMB1         Min  -7.561E-04     91.1807         9-1     0.15000 
           9     0.50000       COMB1         Min  -6.298E-04     52.4384         9-1     0.50000 
           9     0.50000       COMB1         Min  -6.298E-04     52.4384         9-2     0.00000 
           9     1.00000       COMB1         Min  -4.494E-04      7.9406         9-2     0.50000 
           9     1.00000       COMB1         Min  -4.494E-04      7.9406         9-3     0.00000 
           9     1.25000       COMB1         Min  -3.592E-04     -8.6338         9-3     0.25000 
           9     1.50000       COMB1         Min  -2.690E-04    -26.5255         9-3     0.50000 
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           9     1.50000       COMB1         Min  -2.690E-04    -26.5255         9-4     0.00000 
           9     2.00000       COMB1         Min  -8.860E-05    -50.9849         9-4     0.50000 
           9     2.00000       COMB1         Min  -8.860E-05    -50.9849         9-5     0.00000 
           9     2.35000       COMB1         Min   3.770E-05    -60.5613         9-5     0.35000 
           9     0.15000       COMB2         Max     -0.0011    115.9025         9-1     0.15000 
           9     0.50000       COMB2         Max  -9.216E-04     68.0506         9-1     0.50000 
           9     0.50000       COMB2         Max  -9.216E-04     68.0506         9-2     0.00000 
           9     1.00000       COMB2         Max  -6.490E-04     11.8999         9-2     0.50000 
           9     1.00000       COMB2         Max  -6.490E-04     11.8999         9-3     0.00000 
           9     1.25000       COMB2         Max  -5.127E-04     -9.8243         9-3     0.25000 
           9     1.50000       COMB2         Max  -3.765E-04    -32.8657         9-3     0.50000 
           9     1.50000       COMB2         Max  -3.765E-04    -32.8657         9-4     0.00000 
           9     2.00000       COMB2         Max  -1.039E-04    -66.2785         9-4     0.50000 
           9     2.00000       COMB2         Max  -1.039E-04    -66.2785         9-5     0.00000 
           9     2.35000       COMB2         Max   8.692E-05    -81.1843         9-5     0.35000 
           9     0.15000       COMB2         Min     -0.0011    115.9025         9-1     0.15000 
           9     0.50000       COMB2         Min  -9.216E-04     68.0506         9-1     0.50000 
           9     0.50000       COMB2         Min  -9.216E-04     68.0506         9-2     0.00000 
           9     1.00000       COMB2         Min  -6.490E-04     11.8999         9-2     0.50000 
           9     1.00000       COMB2         Min  -6.490E-04     11.8999         9-3     0.00000 
           9     1.25000       COMB2         Min  -5.127E-04     -9.8243         9-3     0.25000 
           9     1.50000       COMB2         Min  -3.765E-04    -32.8657         9-3     0.50000 
           9     1.50000       COMB2         Min  -3.765E-04    -32.8657         9-4     0.00000 
           9     2.00000       COMB2         Min  -1.039E-04    -66.2785         9-4     0.50000 
           9     2.00000       COMB2         Min  -1.039E-04    -66.2785         9-5     0.00000 
           9     2.35000       COMB2         Min   8.692E-05    -81.1843         9-5     0.35000 
           9     0.15000       COMB3         Max  -9.375E-04     85.3491         9-1     0.15000 
           9     0.50000       COMB3         Max  -7.731E-04     48.7692         9-1     0.50000 
           9     0.50000       COMB3         Max  -7.731E-04     48.7692         9-2     0.00000 
           9     1.00000       COMB3         Max  -5.383E-04      7.0248         9-2     0.50000 
           9     1.00000       COMB3         Max  -5.383E-04      7.0248         9-3     0.00000 
           9     1.25000       COMB3         Max  -4.209E-04     -8.3400         9-3     0.25000 
           9     1.50000       COMB3         Max  -3.034E-04    -25.0220         9-3     0.50000 
           9     1.50000       COMB3         Max  -3.034E-04    -25.0220         9-4     0.00000 
           9     2.00000       COMB3         Max  -6.862E-05    -47.3943         9-4     0.50000 
           9     2.00000       COMB3         Max  -6.862E-05    -47.3943         9-5     0.00000 
           9     2.35000       COMB3         Max   9.577E-05    -55.7413         9-5     0.35000 
           9     0.15000       COMB3         Min  -9.375E-04     85.3491         9-1     0.15000 
           9     0.50000       COMB3         Min  -7.731E-04     48.7692         9-1     0.50000 
           9     0.50000       COMB3         Min  -7.731E-04     48.7692         9-2     0.00000 
           9     1.00000       COMB3         Min  -5.383E-04      7.0248         9-2     0.50000 
           9     1.00000       COMB3         Min  -5.383E-04      7.0248         9-3     0.00000 
           9     1.25000       COMB3         Min  -4.209E-04     -8.3400         9-3     0.25000 
           9     1.50000       COMB3         Min  -3.034E-04    -25.0220         9-3     0.50000 
           9     1.50000       COMB3         Min  -3.034E-04    -25.0220         9-4     0.00000 
           9     2.00000       COMB3         Min  -6.862E-05    -47.3943         9-4     0.50000 
           9     2.00000       COMB3         Min  -6.862E-05    -47.3943         9-5     0.00000 
           9     2.35000       COMB3         Min   9.577E-05    -55.7413         9-5     0.35000 
           9     0.15000       COMB4         Max     -0.0443     82.0660         9-1     0.15000 
           9     0.50000       COMB4         Max     -0.0349     46.5540         9-1     0.50000 
           9     0.50000       COMB4         Max     -0.0349     46.5540         9-2     0.00000 
           9     1.00000       COMB4         Max     -0.0215      6.3091         9-2     0.50000 
           9     1.00000       COMB4         Max     -0.0215      6.3091         9-3     0.00000 
           9     1.25000       COMB4         Max     -0.0148     -8.3184         9-3     0.25000 
           9     1.50000       COMB4         Max     -0.0081    -24.2631         9-3     0.50000 
           9     1.50000       COMB4         Max     -0.0081    -24.2631         9-4     0.00000 
           9     2.00000       COMB4         Max      0.0053    -45.1849         9-4     0.50000 
           9     2.00000       COMB4         Max      0.0053    -45.1849         9-5     0.00000 
           9     2.35000       COMB4         Max      0.0146    -52.5326         9-5     0.35000 
           9     0.15000       COMB4         Min     -0.0443     82.0660         9-1     0.15000 
           9     0.50000       COMB4         Min     -0.0349     46.5540         9-1     0.50000 
           9     0.50000       COMB4         Min     -0.0349     46.5540         9-2     0.00000 
           9     1.00000       COMB4         Min     -0.0215      6.3091         9-2     0.50000 
           9     1.00000       COMB4         Min     -0.0215      6.3091         9-3     0.00000 
           9     1.25000       COMB4         Min     -0.0148     -8.3184         9-3     0.25000 
           9     1.50000       COMB4         Min     -0.0081    -24.2631         9-3     0.50000 
           9     1.50000       COMB4         Min     -0.0081    -24.2631         9-4     0.00000 
           9     2.00000       COMB4         Min      0.0053    -45.1849         9-4     0.50000 
           9     2.00000       COMB4         Min      0.0053    -45.1849         9-5     0.00000 
           9     2.35000       COMB4         Min      0.0146    -52.5326         9-5     0.35000 
           9     0.15000       COMB5         Max     -0.0013    110.0709         9-1     0.15000 
           9     0.50000       COMB5         Max     -0.0011     64.3814         9-1     0.50000 
           9     0.50000       COMB5         Max     -0.0011     64.3814         9-2     0.00000 
           9     1.00000       COMB5         Max  -7.379E-04     10.9840         9-2     0.50000 
           9     1.00000       COMB5         Max  -7.379E-04     10.9840         9-3     0.00000 
           9     1.25000       COMB5         Max  -5.744E-04     -9.5305         9-3     0.25000 
           9     1.50000       COMB5         Max  -4.109E-04    -31.3622         9-3     0.50000 
           9     1.50000       COMB5         Max  -4.109E-04    -31.3622         9-4     0.00000 
           9     2.00000       COMB5         Max  -8.390E-05    -62.6879         9-4     0.50000 
           9     2.00000       COMB5         Max  -8.390E-05    -62.6879         9-5     0.00000 
           9     2.35000       COMB5         Max   1.450E-04    -76.3644         9-5     0.35000 
           9     0.15000       COMB5         Min     -0.0013    110.0709         9-1     0.15000 
           9     0.50000       COMB5         Min     -0.0011     64.3814         9-1     0.50000 
           9     0.50000       COMB5         Min     -0.0011     64.3814         9-2     0.00000 
           9     1.00000       COMB5         Min  -7.379E-04     10.9840         9-2     0.50000 
           9     1.00000       COMB5         Min  -7.379E-04     10.9840         9-3     0.00000 
           9     1.25000       COMB5         Min  -5.744E-04     -9.5305         9-3     0.25000 
           9     1.50000       COMB5         Min  -4.109E-04    -31.3622         9-3     0.50000 
           9     1.50000       COMB5         Min  -4.109E-04    -31.3622         9-4     0.00000 
           9     2.00000       COMB5         Min  -8.390E-05    -62.6879         9-4     0.50000 
           9     2.00000       COMB5         Min  -8.390E-05    -62.6879         9-5     0.00000 
           9     2.35000       COMB5         Min   1.450E-04    -76.3644         9-5     0.35000 
           9     0.15000       COMB6         Max     -0.0446    106.7879         9-1     0.15000 
           9     0.50000       COMB6         Max     -0.0352     62.1662         9-1     0.50000 
           9     0.50000       COMB6         Max     -0.0352     62.1662         9-2     0.00000 
           9     1.00000       COMB6         Max     -0.0217     10.2684         9-2     0.50000 
           9     1.00000       COMB6         Max     -0.0217     10.2684         9-3     0.00000 
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           9     1.25000       COMB6         Max     -0.0150     -9.5089         9-3     0.25000 
           9     1.50000       COMB6         Max     -0.0082    -30.6034         9-3     0.50000 
           9     1.50000       COMB6         Max     -0.0082    -30.6034         9-4     0.00000 
           9     2.00000       COMB6         Max      0.0052    -60.4785         9-4     0.50000 
           9     2.00000       COMB6         Max      0.0052    -60.4785         9-5     0.00000 
           9     2.35000       COMB6         Max      0.0147    -73.1557         9-5     0.35000 
           9     0.15000       COMB6         Min     -0.0446    106.7879         9-1     0.15000 
           9     0.50000       COMB6         Min     -0.0352     62.1662         9-1     0.50000 
           9     0.50000       COMB6         Min     -0.0352     62.1662         9-2     0.00000 
           9     1.00000       COMB6         Min     -0.0217     10.2684         9-2     0.50000 
           9     1.00000       COMB6         Min     -0.0217     10.2684         9-3     0.00000 
           9     1.25000       COMB6         Min     -0.0150     -9.5089         9-3     0.25000 
           9     1.50000       COMB6         Min     -0.0082    -30.6034         9-3     0.50000 
           9     1.50000       COMB6         Min     -0.0082    -30.6034         9-4     0.00000 
           9     2.00000       COMB6         Min      0.0052    -60.4785         9-4     0.50000 
           9     2.00000       COMB6         Min      0.0052    -60.4785         9-5     0.00000 
           9     2.35000       COMB6         Min      0.0147    -73.1557         9-5     0.35000 
           9     0.15000       COMB7         Max  -4.664E-04     96.2649         9-1     0.15000 
           9     0.50000       COMB7         Max  -3.823E-04     55.8958         9-1     0.50000 
           9     0.50000       COMB7         Max  -3.823E-04     55.8958         9-2     0.00000 
           9     1.00000       COMB7         Max  -2.621E-04      9.0849         9-2     0.50000 
           9     1.00000       COMB7         Max  -2.621E-04      9.0849         9-3     0.00000 
           9     1.25000       COMB7         Max  -2.020E-04     -8.6414         9-3     0.25000 
           9     1.50000       COMB7         Max  -1.420E-04    -27.6849         9-3     0.50000 
           9     1.50000       COMB7         Max  -1.420E-04    -27.6849         9-4     0.00000 
           9     2.00000       COMB7         Max  -2.178E-05    -54.4403         9-4     0.50000 
           9     2.00000       COMB7         Max  -2.178E-05    -54.4403         9-5     0.00000 
           9     2.35000       COMB7         Max   6.235E-05    -65.6194         9-5     0.35000 
           9     0.15000       COMB7         Min  -4.664E-04     96.2649         9-1     0.15000 
           9     0.50000       COMB7         Min  -3.823E-04     55.8958         9-1     0.50000 
           9     0.50000       COMB7         Min  -3.823E-04     55.8958         9-2     0.00000 
           9     1.00000       COMB7         Min  -2.621E-04      9.0849         9-2     0.50000 
           9     1.00000       COMB7         Min  -2.621E-04      9.0849         9-3     0.00000 
           9     1.25000       COMB7         Min  -2.020E-04     -8.6414         9-3     0.25000 
           9     1.50000       COMB7         Min  -1.420E-04    -27.6849         9-3     0.50000 
           9     1.50000       COMB7         Min  -1.420E-04    -27.6849         9-4     0.00000 
           9     2.00000       COMB7         Min  -2.178E-05    -54.4403         9-4     0.50000 
           9     2.00000       COMB7         Min  -2.178E-05    -54.4403         9-5     0.00000 
           9     2.35000       COMB7         Min   6.235E-05    -65.6194         9-5     0.35000 
           9     0.15000       COMB8         Max  -8.227E-04    120.9868         9-1     0.15000 
           9     0.50000       COMB8         Max  -6.740E-04     71.5081         9-1     0.50000 
           9     0.50000       COMB8         Max  -6.740E-04     71.5081         9-2     0.00000 
           9     1.00000       COMB8         Max  -4.617E-04     13.0441         9-2     0.50000 
           9     1.00000       COMB8         Max  -4.617E-04     13.0441         9-3     0.00000 
           9     1.25000       COMB8         Max  -3.556E-04     -9.8319         9-3     0.25000 
           9     1.50000       COMB8         Max  -2.494E-04    -34.0251         9-3     0.50000 
           9     1.50000       COMB8         Max  -2.494E-04    -34.0251         9-4     0.00000 
           9     2.00000       COMB8         Max  -3.706E-05    -69.7339         9-4     0.50000 
           9     2.00000       COMB8         Max  -3.706E-05    -69.7339         9-5     0.00000 
           9     2.35000       COMB8         Max   1.116E-04    -86.2425         9-5     0.35000 
           9     0.15000       COMB8         Min  -8.227E-04    120.9868         9-1     0.15000 
           9     0.50000       COMB8         Min  -6.740E-04     71.5081         9-1     0.50000 
           9     0.50000       COMB8         Min  -6.740E-04     71.5081         9-2     0.00000 
           9     1.00000       COMB8         Min  -4.617E-04     13.0441         9-2     0.50000 
           9     1.00000       COMB8         Min  -4.617E-04     13.0441         9-3     0.00000 
           9     1.25000       COMB8         Min  -3.556E-04     -9.8319         9-3     0.25000 
           9     1.50000       COMB8         Min  -2.494E-04    -34.0251         9-3     0.50000 
           9     1.50000       COMB8         Min  -2.494E-04    -34.0251         9-4     0.00000 
           9     2.00000       COMB8         Min  -3.706E-05    -69.7339         9-4     0.50000 
           9     2.00000       COMB8         Min  -3.706E-05    -69.7339         9-5     0.00000 
           9     2.35000       COMB8         Min   1.116E-04    -86.2425         9-5     0.35000 
           9     0.15000       COMB9         Max  -6.478E-04     90.4334         9-1     0.15000 
           9     0.50000       COMB9         Max  -5.256E-04     52.2266         9-1     0.50000 
           9     0.50000       COMB9         Max  -5.256E-04     52.2266         9-2     0.00000 
           9     1.00000       COMB9         Max  -3.510E-04      8.1690         9-2     0.50000 
           9     1.00000       COMB9         Max  -3.510E-04      8.1690         9-3     0.00000 
           9     1.25000       COMB9         Max  -2.637E-04     -8.3476         9-3     0.25000 
           9     1.50000       COMB9         Max  -1.764E-04    -26.1814         9-3     0.50000 
           9     1.50000       COMB9         Max  -1.764E-04    -26.1814         9-4     0.00000 
           9     2.00000       COMB9         Max  -1.796E-06    -50.8497         9-4     0.50000 
           9     2.00000       COMB9         Max  -1.796E-06    -50.8497         9-5     0.00000 
           9     2.35000       COMB9         Max   1.204E-04    -60.7995         9-5     0.35000 
           9     0.15000       COMB9         Min  -6.478E-04     90.4334         9-1     0.15000 
           9     0.50000       COMB9         Min  -5.256E-04     52.2266         9-1     0.50000 
           9     0.50000       COMB9         Min  -5.256E-04     52.2266         9-2     0.00000 
           9     1.00000       COMB9         Min  -3.510E-04      8.1690         9-2     0.50000 
           9     1.00000       COMB9         Min  -3.510E-04      8.1690         9-3     0.00000 
           9     1.25000       COMB9         Min  -2.637E-04     -8.3476         9-3     0.25000 
           9     1.50000       COMB9         Min  -1.764E-04    -26.1814         9-3     0.50000 
           9     1.50000       COMB9         Min  -1.764E-04    -26.1814         9-4     0.00000 
           9     2.00000       COMB9         Min  -1.796E-06    -50.8497         9-4     0.50000 
           9     2.00000       COMB9         Min  -1.796E-06    -50.8497         9-5     0.00000 
           9     2.35000       COMB9         Min   1.204E-04    -60.7995         9-5     0.35000 
           9     0.15000      COMB10         Max     -0.0440     87.1503         9-1     0.15000 
           9     0.50000      COMB10         Max     -0.0346     50.0114         9-1     0.50000 
           9     0.50000      COMB10         Max     -0.0346     50.0114         9-2     0.00000 
           9     1.00000      COMB10         Max     -0.0213      7.4534         9-2     0.50000 
           9     1.00000      COMB10         Max     -0.0213      7.4534         9-3     0.00000 
           9     1.25000      COMB10         Max     -0.0147     -8.3260         9-3     0.25000 
           9     1.50000      COMB10         Max     -0.0080    -25.4226         9-3     0.50000 
           9     1.50000      COMB10         Max     -0.0080    -25.4226         9-4     0.00000 
           9     2.00000      COMB10         Max      0.0053    -48.6403         9-4     0.50000 
           9     2.00000      COMB10         Max      0.0053    -48.6403         9-5     0.00000 
           9     2.35000      COMB10         Max      0.0147    -57.5908         9-5     0.35000 
           9     0.15000      COMB10         Min     -0.0440     87.1503         9-1     0.15000 
           9     0.50000      COMB10         Min     -0.0346     50.0114         9-1     0.50000 
           9     0.50000      COMB10         Min     -0.0346     50.0114         9-2     0.00000 
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           9     1.00000      COMB10         Min     -0.0213      7.4534         9-2     0.50000 
           9     1.00000      COMB10         Min     -0.0213      7.4534         9-3     0.00000 
           9     1.25000      COMB10         Min     -0.0147     -8.3260         9-3     0.25000 
           9     1.50000      COMB10         Min     -0.0080    -25.4226         9-3     0.50000 
           9     1.50000      COMB10         Min     -0.0080    -25.4226         9-4     0.00000 
           9     2.00000      COMB10         Min      0.0053    -48.6403         9-4     0.50000 
           9     2.00000      COMB10         Min      0.0053    -48.6403         9-5     0.00000 
           9     2.35000      COMB10         Min      0.0147    -57.5908         9-5     0.35000 
           9     0.15000      COMB11         Max     -0.0010    115.1552         9-1     0.15000 
           9     0.50000      COMB11         Max  -8.173E-04     67.8388         9-1     0.50000 
           9     0.50000      COMB11         Max  -8.173E-04     67.8388         9-2     0.00000 
           9     1.00000      COMB11         Max  -5.506E-04     12.1283         9-2     0.50000 
           9     1.00000      COMB11         Max  -5.506E-04     12.1283         9-3     0.00000 
           9     1.25000      COMB11         Max  -4.172E-04     -9.5381         9-3     0.25000 
           9     1.50000      COMB11         Max  -2.838E-04    -32.5216         9-3     0.50000 
           9     1.50000      COMB11         Max  -2.838E-04    -32.5216         9-4     0.00000 
           9     2.00000      COMB11         Max  -1.708E-05    -66.1433         9-4     0.50000 
           9     2.00000      COMB11         Max  -1.708E-05    -66.1433         9-5     0.00000 
           9     2.35000      COMB11         Max   1.696E-04    -81.4226         9-5     0.35000 
           9     0.15000      COMB11         Min     -0.0010    115.1552         9-1     0.15000 
           9     0.50000      COMB11         Min  -8.173E-04     67.8388         9-1     0.50000 
           9     0.50000      COMB11         Min  -8.173E-04     67.8388         9-2     0.00000 
           9     1.00000      COMB11         Min  -5.506E-04     12.1283         9-2     0.50000 
           9     1.00000      COMB11         Min  -5.506E-04     12.1283         9-3     0.00000 
           9     1.25000      COMB11         Min  -4.172E-04     -9.5381         9-3     0.25000 
           9     1.50000      COMB11         Min  -2.838E-04    -32.5216         9-3     0.50000 
           9     1.50000      COMB11         Min  -2.838E-04    -32.5216         9-4     0.00000 
           9     2.00000      COMB11         Min  -1.708E-05    -66.1433         9-4     0.50000 
           9     2.00000      COMB11         Min  -1.708E-05    -66.1433         9-5     0.00000 
           9     2.35000      COMB11         Min   1.696E-04    -81.4226         9-5     0.35000 
           9     0.15000      COMB12         Max     -0.0443    111.8721         9-1     0.15000 
           9     0.50000      COMB12         Max     -0.0349     65.6236         9-1     0.50000 
           9     0.50000      COMB12         Max     -0.0349     65.6236         9-2     0.00000 
           9     1.00000      COMB12         Max     -0.0215     11.4126         9-2     0.50000 
           9     1.00000      COMB12         Max     -0.0215     11.4126         9-3     0.00000 
           9     1.25000      COMB12         Max     -0.0148     -9.5165         9-3     0.25000 
           9     1.50000      COMB12         Max     -0.0081    -31.7628         9-3     0.50000 
           9     1.50000      COMB12         Max     -0.0081    -31.7628         9-4     0.00000 
           9     2.00000      COMB12         Max      0.0053    -63.9339         9-4     0.50000 
           9     2.00000      COMB12         Max      0.0053    -63.9339         9-5     0.00000 
           9     2.35000      COMB12         Max      0.0147    -78.2139         9-5     0.35000 
           9     0.15000      COMB12         Min     -0.0443    111.8721         9-1     0.15000 
           9     0.50000      COMB12         Min     -0.0349     65.6236         9-1     0.50000 
           9     0.50000      COMB12         Min     -0.0349     65.6236         9-2     0.00000 
           9     1.00000      COMB12         Min     -0.0215     11.4126         9-2     0.50000 
           9     1.00000      COMB12         Min     -0.0215     11.4126         9-3     0.00000 
           9     1.25000      COMB12         Min     -0.0148     -9.5165         9-3     0.25000 
           9     1.50000      COMB12         Min     -0.0081    -31.7628         9-3     0.50000 
           9     1.50000      COMB12         Min     -0.0081    -31.7628         9-4     0.00000 
           9     2.00000      COMB12         Min      0.0053    -63.9339         9-4     0.50000 
           9     2.00000      COMB12         Min      0.0053    -63.9339         9-5     0.00000 
           9     2.35000      COMB12         Min      0.0147    -78.2139         9-5     0.35000 
           9     0.15000      COMB13         Max      0.0764    122.6779         9-1     0.15000 
           9     0.50000      COMB13         Max      0.0451     72.6725         9-1     0.50000 
           9     0.50000      COMB13         Max      0.0451     72.6725         9-2     0.00000 
           9     1.00000      COMB13         Max      0.0905     13.4440         9-2     0.50000 
           9     1.00000      COMB13         Max      0.0905     13.4440         9-3     0.00000 
           9     1.25000      COMB13         Max      0.0889     -9.8206         9-3     0.25000 
           9     1.50000      COMB13         Max      0.0906    -32.4884         9-3     0.50000 
           9     1.50000      COMB13         Max      0.0906    -32.4884         9-4     0.00000 
           9     2.00000      COMB13         Max      0.0683    -65.1111         9-4     0.50000 
           9     2.00000      COMB13         Max      0.0683    -65.1111         9-5     0.00000 
           9     2.35000      COMB13         Max      0.1115    -79.4543         9-5     0.35000 
           9     0.15000      COMB13         Min     -0.0784    114.2114         9-1     0.15000 
           9     0.50000      COMB13         Min     -0.0467     66.8862         9-1     0.50000 
           9     0.50000      COMB13         Min     -0.0467     66.8862         9-2     0.00000 
           9     1.00000      COMB13         Min     -0.0916     11.5000         9-2     0.50000 
           9     1.00000      COMB13         Min     -0.0916     11.5000         9-3     0.00000 
           9     1.25000      COMB13         Min     -0.0898     -9.8357         9-3     0.25000 
           9     1.50000      COMB13         Min     -0.0912    -34.4024         9-3     0.50000 
           9     1.50000      COMB13         Min     -0.0912    -34.4024         9-4     0.00000 
           9     2.00000      COMB13         Min     -0.0684    -70.9013         9-4     0.50000 
           9     2.00000      COMB13         Min     -0.0684    -70.9013         9-5     0.00000 
           9     2.35000      COMB13         Min     -0.1113    -87.9725         9-5     0.35000 
           9     0.15000      COMB14         Max      0.4030    128.9698         9-1     0.15000 
           9     0.50000      COMB14         Max      0.1208     76.8839         9-1     0.50000 
           9     0.50000      COMB14         Max      0.1208     76.8839         9-2     0.00000 
           9     1.00000      COMB14         Max      0.2601     14.7702         9-2     0.50000 
           9     1.00000      COMB14         Max      0.2601     14.7702         9-3     0.00000 
           9     1.25000      COMB14         Max      0.2612     -9.7610         9-3     0.25000 
           9     1.50000      COMB14         Max      0.2647    -31.0142         9-3     0.50000 
           9     1.50000      COMB14         Max      0.2647    -31.0142         9-4     0.00000 
           9     2.00000      COMB14         Max      0.0772    -60.9194         9-4     0.50000 
           9     2.00000      COMB14         Max      0.0772    -60.9194         9-5     0.00000 
           9     2.35000      COMB14         Max      0.3698    -73.4174         9-5     0.35000 
           9     0.15000      COMB14         Min     -0.4050    107.9195         9-1     0.15000 
           9     0.50000      COMB14         Min     -0.1224     62.6748         9-1     0.50000 
           9     0.50000      COMB14         Min     -0.1224     62.6748         9-2     0.00000 
           9     1.00000      COMB14         Min     -0.2612     10.1738         9-2     0.50000 
           9     1.00000      COMB14         Min     -0.2612     10.1738         9-3     0.00000 
           9     1.25000      COMB14         Min     -0.2621     -9.8952         9-3     0.25000 
           9     1.50000      COMB14         Min     -0.2653    -35.8767         9-3     0.50000 
           9     1.50000      COMB14         Min     -0.2653    -35.8767         9-4     0.00000 
           9     2.00000      COMB14         Min     -0.0773    -75.0930         9-4     0.50000 
           9     2.00000      COMB14         Min     -0.0773    -75.0930         9-5     0.00000 
           9     2.35000      COMB14         Min     -0.3696    -94.0095         9-5     0.35000 
           9     0.15000         INV         Max      0.4030    128.9698         9-1     0.15000 
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           9     0.50000         INV         Max      0.1208     76.8839         9-1     0.50000 
           9     0.50000         INV         Max      0.1208     76.8839         9-2     0.00000 
           9     1.00000         INV         Max      0.2601     14.7702         9-2     0.50000 
           9     1.00000         INV         Max      0.2601     14.7702         9-3     0.00000 
           9     1.25000         INV         Max      0.2612     -8.3184         9-3     0.25000 
           9     1.50000         INV         Max      0.2647    -24.2631         9-3     0.50000 
           9     1.50000         INV         Max      0.2647    -24.2631         9-4     0.00000 
           9     2.00000         INV         Max      0.0772    -45.1849         9-4     0.50000 
           9     2.00000         INV         Max      0.0772    -45.1849         9-5     0.00000 
           9     2.35000         INV         Max      0.3698    -52.5326         9-5     0.35000 
           9     0.15000         INV         Min     -0.4050     82.0660         9-1     0.15000 
           9     0.50000         INV         Min     -0.1224     46.5540         9-1     0.50000 
           9     0.50000         INV         Min     -0.1224     46.5540         9-2     0.00000 
           9     1.00000         INV         Min     -0.2612      6.3091         9-2     0.50000 
           9     1.00000         INV         Min     -0.2612      6.3091         9-3     0.00000 
           9     1.25000         INV         Min     -0.2621     -9.8952         9-3     0.25000 
           9     1.50000         INV         Min     -0.2653    -35.8767         9-3     0.50000 
           9     1.50000         INV         Min     -0.2653    -35.8767         9-4     0.00000 
           9     2.00000         INV         Min     -0.0773    -75.0930         9-4     0.50000 
           9     2.00000         INV         Min     -0.0773    -75.0930         9-5     0.00000 
           9     2.35000         INV         Min     -0.3696    -94.0095         9-5     0.35000 
          10     0.15000          PP              -2.009E-04     32.2374        10-1     0.15000 
          10     0.50000          PP              -6.756E-05     14.2302        10-1     0.50000 
          10     0.50000          PP              -6.756E-05     14.2302        10-2     0.00000 
          10     1.00000          PP               1.229E-04     -2.8691        10-2     0.50000 
          10     1.00000          PP               1.229E-04     -2.8691        10-3     0.00000 
          10     1.25000          PP               2.182E-04     -6.9099        10-3     0.25000 
          10     1.50000          PP               3.134E-04    -11.9553        10-3     0.50000 
          10     1.50000          PP               3.134E-04    -11.9553        10-4     0.00000 
          10     2.00000          PP               5.039E-04    -13.0347        10-4     0.50000 
          10     2.00000          PP               5.039E-04    -13.0347        10-5     0.00000 
          10     2.35000          PP               6.372E-04     -7.7656        10-5     0.35000 
          10     0.15000        PERM              -5.574E-04     31.6131        10-1     0.15000 
          10     0.50000        PERM              -1.964E-04     19.6495        10-1     0.50000 
          10     0.50000        PERM              -1.964E-04     19.6495        10-2     0.00000 
          10     1.00000        PERM               3.193E-04      4.6942        10-2     0.50000 
          10     1.00000        PERM               3.193E-04      4.6942        10-3     0.00000 
          10     1.25000        PERM               5.771E-04     -1.6577        10-3     0.25000 
          10     1.50000        PERM               8.350E-04     -8.3222        10-3     0.50000 
          10     1.50000        PERM               8.350E-04     -8.3222        10-4     0.00000 
          10     2.00000        PERM                  0.0014    -19.4092        10-4     0.50000 
          10     2.00000        PERM                  0.0014    -19.4092        10-5     0.00000 
          10     2.35000        PERM                  0.0017    -25.6936        10-5     0.35000 
          10     0.15000        NEVE              -3.814E-04     21.6142        10-1     0.15000 
          10     0.50000        NEVE              -1.344E-04     13.5184        10-1     0.50000 
          10     0.50000        NEVE              -1.344E-04     13.5184        10-2     0.00000 
          10     1.00000        NEVE               2.185E-04      3.2858        10-2     0.50000 
          10     1.00000        NEVE               2.185E-04      3.2858        10-3     0.00000 
          10     1.25000        NEVE               3.949E-04     -1.1672        10-3     0.25000 
          10     1.50000        NEVE               5.713E-04     -5.6202        10-3     0.50000 
          10     1.50000        NEVE               5.713E-04     -5.6202        10-4     0.00000 
          10     2.00000        NEVE               9.241E-04    -13.2060        10-4     0.50000 
          10     2.00000        NEVE               9.241E-04    -13.2060        10-5     0.00000 
          10     2.35000        NEVE                  0.0012    -17.5957        10-5     0.35000 
          10     0.15000      VENTOX               7.414E-06     -5.1916        10-1     0.15000 
          10     0.50000      VENTOX               9.528E-06     -3.2388        10-1     0.50000 
          10     0.50000      VENTOX               9.528E-06     -3.2388        10-2     0.00000 
          10     1.00000      VENTOX               1.255E-05     -0.7782        10-2     0.50000 
          10     1.00000      VENTOX               1.255E-05     -0.7782        10-3     0.00000 
          10     1.25000      VENTOX               1.406E-05      0.2883        10-3     0.25000 
          10     1.50000      VENTOX               1.557E-05      1.3548        10-3     0.50000 
          10     1.50000      VENTOX               1.557E-05      1.3548        10-4     0.00000 
          10     2.00000      VENTOX               1.859E-05      3.1616        10-4     0.50000 
          10     2.00000      VENTOX               1.859E-05      3.1616        10-5     0.00000 
          10     2.35000      VENTOX               2.070E-05      4.1990        10-5     0.35000 
          10     0.15000      VENTOY                 -0.0120     -8.3044        10-1     0.15000 
          10     0.50000      VENTOY                 -0.0042     -5.3415        10-1     0.50000 
          10     0.50000      VENTOY                 -0.0042     -5.3415        10-2     0.00000 
          10     1.00000      VENTOY                  0.0070     -1.4600        10-2     0.50000 
          10     1.00000      VENTOY                  0.0070     -1.4600        10-3     0.00000 
          10     1.25000      VENTOY                  0.0126      0.3064        10-3     0.25000 
          10     1.50000      VENTOY                  0.0181      2.0728        10-3     0.50000 
          10     1.50000      VENTOY                  0.0181      2.0728        10-4     0.00000 
          10     2.00000      VENTOY                  0.0293      5.2595        10-4     0.50000 
          10     2.00000      VENTOY                  0.0293      5.2595        10-5     0.00000 
          10     2.35000      VENTOY                  0.0371      7.2494        10-5     0.35000 
          10     0.15000      SISMAX         Max      0.1019      5.5200        10-1     0.15000 
          10     0.50000      SISMAX         Max      0.0587      3.7754        10-1     0.50000 
          10     0.50000      SISMAX         Max      0.0587      3.7754        10-2     0.00000 
          10     1.00000      SISMAX         Max      0.1190      1.2713        10-2     0.50000 
          10     1.00000      SISMAX         Max      0.1190      1.2713        10-3     0.00000 
          10     1.25000      SISMAX         Max      0.1158      0.0126        10-3     0.25000 
          10     1.50000      SISMAX         Max      0.1172      1.2462        10-3     0.50000 
          10     1.50000      SISMAX         Max      0.1172      1.2462        10-4     0.00000 
          10     2.00000      SISMAX         Max      0.0911      3.7788        10-4     0.50000 
          10     2.00000      SISMAX         Max      0.0911      3.7788        10-5     0.00000 
          10     2.35000      SISMAX         Max      0.1532      5.5633        10-5     0.35000 
          10     0.15000      SISMAY         Max      0.3770     10.6284        10-1     0.15000 
          10     0.50000      SISMAY         Max      0.0952      7.1862        10-1     0.50000 
          10     0.50000      SISMAY         Max      0.0952      7.1862        10-2     0.00000 
          10     1.00000      SISMAY         Max      0.2366      2.3366        10-2     0.50000 
          10     1.00000      SISMAY         Max      0.2366      2.3366        10-3     0.00000 
          10     1.25000      SISMAY         Max      0.2487      0.0562        10-3     0.25000 
          10     1.50000      SISMAY         Max      0.2628      2.4481        10-3     0.50000 
          10     1.50000      SISMAY         Max      0.2628      2.4481        10-4     0.00000 
          10     2.00000      SISMAY         Max      0.0993      7.1713        10-4     0.50000 
          10     2.00000      SISMAY         Max      0.0993      7.1713        10-5     0.00000 
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          10     2.35000      SISMAY         Max      0.3254     10.4364        10-5     0.35000 
          10     0.15000        TERM              -1.980E-04     -4.5042        10-1     0.15000 
          10     0.50000        TERM              -6.136E-05     -3.0700        10-1     0.50000 
          10     0.50000        TERM              -6.136E-05     -3.0700        10-2     0.00000 
          10     1.00000        TERM               1.338E-04     -1.0232        10-2     0.50000 
          10     1.00000        TERM               1.338E-04     -1.0232        10-3     0.00000 
          10     1.25000        TERM               2.314E-04  -8.922E-05        10-3     0.25000 
          10     1.50000        TERM               3.290E-04      1.0230        10-3     0.50000 
          10     1.50000        TERM               3.290E-04      1.0230        10-4     0.00000 
          10     2.00000        TERM               5.242E-04      3.0701        10-4     0.50000 
          10     2.00000        TERM               5.242E-04      3.0701        10-5     0.00000 
          10     2.35000        TERM               6.608E-04      4.5045        10-5     0.35000 
          10     0.15000       COMB1         Max  -9.563E-04     59.3463        10-1     0.15000 
          10     0.50000       COMB1         Max  -3.253E-04     30.8097        10-1     0.50000 
          10     0.50000       COMB1         Max  -3.253E-04     30.8097        10-2     0.00000 
          10     1.00000       COMB1         Max   5.760E-04      0.8019        10-2     0.50000 
          10     1.00000       COMB1         Max   5.760E-04      0.8019        10-3     0.00000 
          10     1.25000       COMB1         Max      0.0010     -8.5677        10-3     0.25000 
          10     1.50000       COMB1         Max      0.0015    -19.2545        10-3     0.50000 
          10     1.50000       COMB1         Max      0.0015    -19.2545        10-4     0.00000 
          10     2.00000       COMB1         Max      0.0024    -29.3739        10-4     0.50000 
          10     2.00000       COMB1         Max      0.0024    -29.3739        10-5     0.00000 
          10     2.35000       COMB1         Max      0.0030    -28.9547        10-5     0.35000 
          10     0.15000       COMB1         Min  -9.563E-04     59.3463        10-1     0.15000 
          10     0.50000       COMB1         Min  -3.253E-04     30.8097        10-1     0.50000 
          10     0.50000       COMB1         Min  -3.253E-04     30.8097        10-2     0.00000 
          10     1.00000       COMB1         Min   5.760E-04      0.8019        10-2     0.50000 
          10     1.00000       COMB1         Min   5.760E-04      0.8019        10-3     0.00000 
          10     1.25000       COMB1         Min      0.0010     -8.5677        10-3     0.25000 
          10     1.50000       COMB1         Min      0.0015    -19.2545        10-3     0.50000 
          10     1.50000       COMB1         Min      0.0015    -19.2545        10-4     0.00000 
          10     2.00000       COMB1         Min      0.0024    -29.3739        10-4     0.50000 
          10     2.00000       COMB1         Min      0.0024    -29.3739        10-5     0.00000 
          10     2.35000       COMB1         Min      0.0030    -28.9547        10-5     0.35000 
          10     0.15000       COMB2         Max     -0.0013     80.9605        10-1     0.15000 
          10     0.50000       COMB2         Max  -4.597E-04     44.3281        10-1     0.50000 
          10     0.50000       COMB2         Max  -4.597E-04     44.3281        10-2     0.00000 
          10     1.00000       COMB2         Max   7.945E-04      4.0877        10-2     0.50000 
          10     1.00000       COMB2         Max   7.945E-04      4.0877        10-3     0.00000 
          10     1.25000       COMB2         Max      0.0014     -9.7349        10-3     0.25000 
          10     1.50000       COMB2         Max      0.0020    -24.8746        10-3     0.50000 
          10     1.50000       COMB2         Max      0.0020    -24.8746        10-4     0.00000 
          10     2.00000       COMB2         Max      0.0033    -42.5799        10-4     0.50000 
          10     2.00000       COMB2         Max      0.0033    -42.5799        10-5     0.00000 
          10     2.35000       COMB2         Max      0.0042    -46.5503        10-5     0.35000 
          10     0.15000       COMB2         Min     -0.0013     80.9605        10-1     0.15000 
          10     0.50000       COMB2         Min  -4.597E-04     44.3281        10-1     0.50000 
          10     0.50000       COMB2         Min  -4.597E-04     44.3281        10-2     0.00000 
          10     1.00000       COMB2         Min   7.945E-04      4.0877        10-2     0.50000 
          10     1.00000       COMB2         Min   7.945E-04      4.0877        10-3     0.00000 
          10     1.25000       COMB2         Min      0.0014     -9.7349        10-3     0.25000 
          10     1.50000       COMB2         Min      0.0020    -24.8746        10-3     0.50000 
          10     1.50000       COMB2         Min      0.0020    -24.8746        10-4     0.00000 
          10     2.00000       COMB2         Min      0.0033    -42.5799        10-4     0.50000 
          10     2.00000       COMB2         Min      0.0033    -42.5799        10-5     0.00000 
          10     2.35000       COMB2         Min      0.0042    -46.5503        10-5     0.35000 
          10     0.15000       COMB3         Max  -9.489E-04     54.1547        10-1     0.15000 
          10     0.50000       COMB3         Max  -3.158E-04     27.5709        10-1     0.50000 
          10     0.50000       COMB3         Max  -3.158E-04     27.5709        10-2     0.00000 
          10     1.00000       COMB3         Max   5.886E-04      0.0237        10-2     0.50000 
          10     1.00000       COMB3         Max   5.886E-04      0.0237        10-3     0.00000 
          10     1.25000       COMB3         Max      0.0010     -8.2794        10-3     0.25000 
          10     1.50000       COMB3         Max      0.0015    -17.8997        10-3     0.50000 
          10     1.50000       COMB3         Max      0.0015    -17.8997        10-4     0.00000 
          10     2.00000       COMB3         Max      0.0024    -26.2123        10-4     0.50000 
          10     2.00000       COMB3         Max      0.0024    -26.2123        10-5     0.00000 
          10     2.35000       COMB3         Max      0.0030    -24.7557        10-5     0.35000 
          10     0.15000       COMB3         Min  -9.489E-04     54.1547        10-1     0.15000 
          10     0.50000       COMB3         Min  -3.158E-04     27.5709        10-1     0.50000 
          10     0.50000       COMB3         Min  -3.158E-04     27.5709        10-2     0.00000 
          10     1.00000       COMB3         Min   5.886E-04      0.0237        10-2     0.50000 
          10     1.00000       COMB3         Min   5.886E-04      0.0237        10-3     0.00000 
          10     1.25000       COMB3         Min      0.0010     -8.2794        10-3     0.25000 
          10     1.50000       COMB3         Min      0.0015    -17.8997        10-3     0.50000 
          10     1.50000       COMB3         Min      0.0015    -17.8997        10-4     0.00000 
          10     2.00000       COMB3         Min      0.0024    -26.2123        10-4     0.50000 
          10     2.00000       COMB3         Min      0.0024    -26.2123        10-5     0.00000 
          10     2.35000       COMB3         Min      0.0030    -24.7557        10-5     0.35000 
          10     0.15000       COMB4         Max     -0.0129     51.0419        10-1     0.15000 
          10     0.50000       COMB4         Max     -0.0045     25.4682        10-1     0.50000 
          10     0.50000       COMB4         Max     -0.0045     25.4682        10-2     0.00000 
          10     1.00000       COMB4         Max      0.0076     -0.6581        10-2     0.50000 
          10     1.00000       COMB4         Max      0.0076     -0.6581        10-3     0.00000 
          10     1.25000       COMB4         Max      0.0136     -8.2613        10-3     0.25000 
          10     1.50000       COMB4         Max      0.0196    -17.1816        10-3     0.50000 
          10     1.50000       COMB4         Max      0.0196    -17.1816        10-4     0.00000 
          10     2.00000       COMB4         Max      0.0317    -24.1144        10-4     0.50000 
          10     2.00000       COMB4         Max      0.0317    -24.1144        10-5     0.00000 
          10     2.35000       COMB4         Max      0.0401    -21.7052        10-5     0.35000 
          10     0.15000       COMB4         Min     -0.0129     51.0419        10-1     0.15000 
          10     0.50000       COMB4         Min     -0.0045     25.4682        10-1     0.50000 
          10     0.50000       COMB4         Min     -0.0045     25.4682        10-2     0.00000 
          10     1.00000       COMB4         Min      0.0076     -0.6581        10-2     0.50000 
          10     1.00000       COMB4         Min      0.0076     -0.6581        10-3     0.00000 
          10     1.25000       COMB4         Min      0.0136     -8.2613        10-3     0.25000 
          10     1.50000       COMB4         Min      0.0196    -17.1816        10-3     0.50000 
          10     1.50000       COMB4         Min      0.0196    -17.1816        10-4     0.00000 
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          10     2.00000       COMB4         Min      0.0317    -24.1144        10-4     0.50000 
          10     2.00000       COMB4         Min      0.0317    -24.1144        10-5     0.00000 
          10     2.35000       COMB4         Min      0.0401    -21.7052        10-5     0.35000 
          10     0.15000       COMB5         Max     -0.0013     75.7689        10-1     0.15000 
          10     0.50000       COMB5         Max  -4.502E-04     41.0893        10-1     0.50000 
          10     0.50000       COMB5         Max  -4.502E-04     41.0893        10-2     0.00000 
          10     1.00000       COMB5         Max   8.070E-04      3.3095        10-2     0.50000 
          10     1.00000       COMB5         Max   8.070E-04      3.3095        10-3     0.00000 
          10     1.25000       COMB5         Max      0.0014     -9.4466        10-3     0.25000 
          10     1.50000       COMB5         Max      0.0021    -23.5199        10-3     0.50000 
          10     1.50000       COMB5         Max      0.0021    -23.5199        10-4     0.00000 
          10     2.00000       COMB5         Max      0.0033    -39.4183        10-4     0.50000 
          10     2.00000       COMB5         Max      0.0033    -39.4183        10-5     0.00000 
          10     2.35000       COMB5         Max      0.0042    -42.3513        10-5     0.35000 
          10     0.15000       COMB5         Min     -0.0013     75.7689        10-1     0.15000 
          10     0.50000       COMB5         Min  -4.502E-04     41.0893        10-1     0.50000 
          10     0.50000       COMB5         Min  -4.502E-04     41.0893        10-2     0.00000 
          10     1.00000       COMB5         Min   8.070E-04      3.3095        10-2     0.50000 
          10     1.00000       COMB5         Min   8.070E-04      3.3095        10-3     0.00000 
          10     1.25000       COMB5         Min      0.0014     -9.4466        10-3     0.25000 
          10     1.50000       COMB5         Min      0.0021    -23.5199        10-3     0.50000 
          10     1.50000       COMB5         Min      0.0021    -23.5199        10-4     0.00000 
          10     2.00000       COMB5         Min      0.0033    -39.4183        10-4     0.50000 
          10     2.00000       COMB5         Min      0.0033    -39.4183        10-5     0.00000 
          10     2.35000       COMB5         Min      0.0042    -42.3513        10-5     0.35000 
          10     0.15000       COMB6         Max     -0.0133     72.6562        10-1     0.15000 
          10     0.50000       COMB6         Max     -0.0046     38.9866        10-1     0.50000 
          10     0.50000       COMB6         Max     -0.0046     38.9866        10-2     0.00000 
          10     1.00000       COMB6         Max      0.0078      2.6277        10-2     0.50000 
          10     1.00000       COMB6         Max      0.0078      2.6277        10-3     0.00000 
          10     1.25000       COMB6         Max      0.0140     -9.4285        10-3     0.25000 
          10     1.50000       COMB6         Max      0.0202    -22.8018        10-3     0.50000 
          10     1.50000       COMB6         Max      0.0202    -22.8018        10-4     0.00000 
          10     2.00000       COMB6         Max      0.0326    -37.3204        10-4     0.50000 
          10     2.00000       COMB6         Max      0.0326    -37.3204        10-5     0.00000 
          10     2.35000       COMB6         Max      0.0413    -39.3009        10-5     0.35000 
          10     0.15000       COMB6         Min     -0.0133     72.6562        10-1     0.15000 
          10     0.50000       COMB6         Min     -0.0046     38.9866        10-1     0.50000 
          10     0.50000       COMB6         Min     -0.0046     38.9866        10-2     0.00000 
          10     1.00000       COMB6         Min      0.0078      2.6277        10-2     0.50000 
          10     1.00000       COMB6         Min      0.0078      2.6277        10-3     0.00000 
          10     1.25000       COMB6         Min      0.0140     -9.4285        10-3     0.25000 
          10     1.50000       COMB6         Min      0.0202    -22.8018        10-3     0.50000 
          10     1.50000       COMB6         Min      0.0202    -22.8018        10-4     0.00000 
          10     2.00000       COMB6         Min      0.0326    -37.3204        10-4     0.50000 
          10     2.00000       COMB6         Min      0.0326    -37.3204        10-5     0.00000 
          10     2.35000       COMB6         Min      0.0413    -39.3009        10-5     0.35000 
          10     0.15000       COMB7         Max  -5.603E-04     68.3547        10-1     0.15000 
          10     0.50000       COMB7         Max  -2.026E-04     36.9498        10-1     0.50000 
          10     0.50000       COMB7         Max  -2.026E-04     36.9498        10-2     0.00000 
          10     1.00000       COMB7         Max   3.084E-04      2.8483        10-2     0.50000 
          10     1.00000       COMB7         Max   3.084E-04      2.8483        10-3     0.00000 
          10     1.25000       COMB7         Max   5.639E-04     -8.5675        10-3     0.25000 
          10     1.50000       COMB7         Max   8.194E-04    -21.3005        10-3     0.50000 
          10     1.50000       COMB7         Max   8.194E-04    -21.3005        10-4     0.00000 
          10     2.00000       COMB7         Max      0.0013    -35.5140        10-4     0.50000 
          10     2.00000       COMB7         Max      0.0013    -35.5140        10-5     0.00000 
          10     2.35000       COMB7         Max      0.0017    -37.9637        10-5     0.35000 
          10     0.15000       COMB7         Min  -5.603E-04     68.3547        10-1     0.15000 
          10     0.50000       COMB7         Min  -2.026E-04     36.9498        10-1     0.50000 
          10     0.50000       COMB7         Min  -2.026E-04     36.9498        10-2     0.00000 
          10     1.00000       COMB7         Min   3.084E-04      2.8483        10-2     0.50000 
          10     1.00000       COMB7         Min   3.084E-04      2.8483        10-3     0.00000 
          10     1.25000       COMB7         Min   5.639E-04     -8.5675        10-3     0.25000 
          10     1.50000       COMB7         Min   8.194E-04    -21.3005        10-3     0.50000 
          10     1.50000       COMB7         Min   8.194E-04    -21.3005        10-4     0.00000 
          10     2.00000       COMB7         Min      0.0013    -35.5140        10-4     0.50000 
          10     2.00000       COMB7         Min      0.0013    -35.5140        10-5     0.00000 
          10     2.35000       COMB7         Min      0.0017    -37.9637        10-5     0.35000 
          10     0.15000       COMB8         Max  -9.417E-04     89.9689        10-1     0.15000 
          10     0.50000       COMB8         Max  -3.370E-04     50.4682        10-1     0.50000 
          10     0.50000       COMB8         Max  -3.370E-04     50.4682        10-2     0.00000 
          10     1.00000       COMB8         Max   5.268E-04      6.1341        10-2     0.50000 
          10     1.00000       COMB8         Max   5.268E-04      6.1341        10-3     0.00000 
          10     1.25000       COMB8         Max   9.587E-04     -9.7347        10-3     0.25000 
          10     1.50000       COMB8         Max      0.0014    -26.9207        10-3     0.50000 
          10     1.50000       COMB8         Max      0.0014    -26.9207        10-4     0.00000 
          10     2.00000       COMB8         Max      0.0023    -48.7200        10-4     0.50000 
          10     2.00000       COMB8         Max      0.0023    -48.7200        10-5     0.00000 
          10     2.35000       COMB8         Max      0.0029    -55.5593        10-5     0.35000 
          10     0.15000       COMB8         Min  -9.417E-04     89.9689        10-1     0.15000 
          10     0.50000       COMB8         Min  -3.370E-04     50.4682        10-1     0.50000 
          10     0.50000       COMB8         Min  -3.370E-04     50.4682        10-2     0.00000 
          10     1.00000       COMB8         Min   5.268E-04      6.1341        10-2     0.50000 
          10     1.00000       COMB8         Min   5.268E-04      6.1341        10-3     0.00000 
          10     1.25000       COMB8         Min   9.587E-04     -9.7347        10-3     0.25000 
          10     1.50000       COMB8         Min      0.0014    -26.9207        10-3     0.50000 
          10     1.50000       COMB8         Min      0.0014    -26.9207        10-4     0.00000 
          10     2.00000       COMB8         Min      0.0023    -48.7200        10-4     0.50000 
          10     2.00000       COMB8         Min      0.0023    -48.7200        10-5     0.00000 
          10     2.35000       COMB8         Min      0.0029    -55.5593        10-5     0.35000 
          10     0.15000       COMB9         Max  -5.529E-04     63.1631        10-1     0.15000 
          10     0.50000       COMB9         Max  -1.931E-04     33.7110        10-1     0.50000 
          10     0.50000       COMB9         Max  -1.931E-04     33.7110        10-2     0.00000 
          10     1.00000       COMB9         Max   3.209E-04      2.0701        10-2     0.50000 
          10     1.00000       COMB9         Max   3.209E-04      2.0701        10-3     0.00000 
          10     1.25000       COMB9         Max   5.779E-04     -8.2792        10-3     0.25000 
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          10     1.50000       COMB9         Max   8.349E-04    -19.9457        10-3     0.50000 
          10     1.50000       COMB9         Max   8.349E-04    -19.9457        10-4     0.00000 
          10     2.00000       COMB9         Max      0.0013    -32.3524        10-4     0.50000 
          10     2.00000       COMB9         Max      0.0013    -32.3524        10-5     0.00000 
          10     2.35000       COMB9         Max      0.0017    -33.7647        10-5     0.35000 
          10     0.15000       COMB9         Min  -5.529E-04     63.1631        10-1     0.15000 
          10     0.50000       COMB9         Min  -1.931E-04     33.7110        10-1     0.50000 
          10     0.50000       COMB9         Min  -1.931E-04     33.7110        10-2     0.00000 
          10     1.00000       COMB9         Min   3.209E-04      2.0701        10-2     0.50000 
          10     1.00000       COMB9         Min   3.209E-04      2.0701        10-3     0.00000 
          10     1.25000       COMB9         Min   5.779E-04     -8.2792        10-3     0.25000 
          10     1.50000       COMB9         Min   8.349E-04    -19.9457        10-3     0.50000 
          10     1.50000       COMB9         Min   8.349E-04    -19.9457        10-4     0.00000 
          10     2.00000       COMB9         Min      0.0013    -32.3524        10-4     0.50000 
          10     2.00000       COMB9         Min      0.0013    -32.3524        10-5     0.00000 
          10     2.35000       COMB9         Min      0.0017    -33.7647        10-5     0.35000 
          10     0.15000      COMB10         Max     -0.0125     60.0503        10-1     0.15000 
          10     0.50000      COMB10         Max     -0.0044     31.6082        10-1     0.50000 
          10     0.50000      COMB10         Max     -0.0044     31.6082        10-2     0.00000 
          10     1.00000      COMB10         Max      0.0073      1.3883        10-2     0.50000 
          10     1.00000      COMB10         Max      0.0073      1.3883        10-3     0.00000 
          10     1.25000      COMB10         Max      0.0131     -8.2611        10-3     0.25000 
          10     1.50000      COMB10         Max      0.0190    -19.2277        10-3     0.50000 
          10     1.50000      COMB10         Max      0.0190    -19.2277        10-4     0.00000 
          10     2.00000      COMB10         Max      0.0306    -30.2545        10-4     0.50000 
          10     2.00000      COMB10         Max      0.0306    -30.2545        10-5     0.00000 
          10     2.35000      COMB10         Max      0.0388    -30.7143        10-5     0.35000 
          10     0.15000      COMB10         Min     -0.0125     60.0503        10-1     0.15000 
          10     0.50000      COMB10         Min     -0.0044     31.6082        10-1     0.50000 
          10     0.50000      COMB10         Min     -0.0044     31.6082        10-2     0.00000 
          10     1.00000      COMB10         Min      0.0073      1.3883        10-2     0.50000 
          10     1.00000      COMB10         Min      0.0073      1.3883        10-3     0.00000 
          10     1.25000      COMB10         Min      0.0131     -8.2611        10-3     0.25000 
          10     1.50000      COMB10         Min      0.0190    -19.2277        10-3     0.50000 
          10     1.50000      COMB10         Min      0.0190    -19.2277        10-4     0.00000 
          10     2.00000      COMB10         Min      0.0306    -30.2545        10-4     0.50000 
          10     2.00000      COMB10         Min      0.0306    -30.2545        10-5     0.00000 
          10     2.35000      COMB10         Min      0.0388    -30.7143        10-5     0.35000 
          10     0.15000      COMB11         Max  -9.342E-04     84.7773        10-1     0.15000 
          10     0.50000      COMB11         Max  -3.275E-04     47.2294        10-1     0.50000 
          10     0.50000      COMB11         Max  -3.275E-04     47.2294        10-2     0.00000 
          10     1.00000      COMB11         Max   5.394E-04      5.3559        10-2     0.50000 
          10     1.00000      COMB11         Max   5.394E-04      5.3559        10-3     0.00000 
          10     1.25000      COMB11         Max   9.728E-04     -9.4464        10-3     0.25000 
          10     1.50000      COMB11         Max      0.0014    -25.5659        10-3     0.50000 
          10     1.50000      COMB11         Max      0.0014    -25.5659        10-4     0.00000 
          10     2.00000      COMB11         Max      0.0023    -45.5584        10-4     0.50000 
          10     2.00000      COMB11         Max      0.0023    -45.5584        10-5     0.00000 
          10     2.35000      COMB11         Max      0.0029    -51.3604        10-5     0.35000 
          10     0.15000      COMB11         Min  -9.342E-04     84.7773        10-1     0.15000 
          10     0.50000      COMB11         Min  -3.275E-04     47.2294        10-1     0.50000 
          10     0.50000      COMB11         Min  -3.275E-04     47.2294        10-2     0.00000 
          10     1.00000      COMB11         Min   5.394E-04      5.3559        10-2     0.50000 
          10     1.00000      COMB11         Min   5.394E-04      5.3559        10-3     0.00000 
          10     1.25000      COMB11         Min   9.728E-04     -9.4464        10-3     0.25000 
          10     1.50000      COMB11         Min      0.0014    -25.5659        10-3     0.50000 
          10     1.50000      COMB11         Min      0.0014    -25.5659        10-4     0.00000 
          10     2.00000      COMB11         Min      0.0023    -45.5584        10-4     0.50000 
          10     2.00000      COMB11         Min      0.0023    -45.5584        10-5     0.00000 
          10     2.35000      COMB11         Min      0.0029    -51.3604        10-5     0.35000 
          10     0.15000      COMB12         Max     -0.0129     81.6646        10-1     0.15000 
          10     0.50000      COMB12         Max     -0.0045     45.1266        10-1     0.50000 
          10     0.50000      COMB12         Max     -0.0045     45.1266        10-2     0.00000 
          10     1.00000      COMB12         Max      0.0075      4.6741        10-2     0.50000 
          10     1.00000      COMB12         Max      0.0075      4.6741        10-3     0.00000 
          10     1.25000      COMB12         Max      0.0135     -9.4283        10-3     0.25000 
          10     1.50000      COMB12         Max      0.0195    -24.8478        10-3     0.50000 
          10     1.50000      COMB12         Max      0.0195    -24.8478        10-4     0.00000 
          10     2.00000      COMB12         Max      0.0315    -43.4605        10-4     0.50000 
          10     2.00000      COMB12         Max      0.0315    -43.4605        10-5     0.00000 
          10     2.35000      COMB12         Max      0.0399    -48.3099        10-5     0.35000 
          10     0.15000      COMB12         Min     -0.0129     81.6646        10-1     0.15000 
          10     0.50000      COMB12         Min     -0.0045     45.1266        10-1     0.50000 
          10     0.50000      COMB12         Min     -0.0045     45.1266        10-2     0.00000 
          10     1.00000      COMB12         Min      0.0075      4.6741        10-2     0.50000 
          10     1.00000      COMB12         Min      0.0075      4.6741        10-3     0.00000 
          10     1.25000      COMB12         Min      0.0135     -9.4283        10-3     0.25000 
          10     1.50000      COMB12         Min      0.0195    -24.8478        10-3     0.50000 
          10     1.50000      COMB12         Min      0.0195    -24.8478        10-4     0.00000 
          10     2.00000      COMB12         Min      0.0315    -43.4605        10-4     0.50000 
          10     2.00000      COMB12         Min      0.0315    -43.4605        10-5     0.00000 
          10     2.35000      COMB12         Min      0.0399    -48.3099        10-5     0.35000 
          10     0.15000      COMB13         Max      0.1008     90.9847        10-1     0.15000 
          10     0.50000      COMB13         Max      0.0583     51.1735        10-1     0.50000 
          10     0.50000      COMB13         Max      0.0583     51.1735        10-2     0.00000 
          10     1.00000      COMB13         Max      0.1196      6.3822        10-2     0.50000 
          10     1.00000      COMB13         Max      0.1196      6.3822        10-3     0.00000 
          10     1.25000      COMB13         Max      0.1170     -9.7222        10-3     0.25000 
          10     1.50000      COMB13         Max      0.1189    -24.6515        10-3     0.50000 
          10     1.50000      COMB13         Max      0.1189    -24.6515        10-4     0.00000 
          10     2.00000      COMB13         Max      0.0938    -41.8712        10-4     0.50000 
          10     2.00000      COMB13         Max      0.0938    -41.8712        10-5     0.00000 
          10     2.35000      COMB13         Max      0.1567    -45.4915        10-5     0.35000 
          10     0.15000      COMB13         Min     -0.1031     79.9448        10-1     0.15000 
          10     0.50000      COMB13         Min     -0.0591     43.6227        10-1     0.50000 
          10     0.50000      COMB13         Min     -0.0591     43.6227        10-2     0.00000 
          10     1.00000      COMB13         Min     -0.1183      3.8395        10-2     0.50000 
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          10     1.00000      COMB13         Min     -0.1183      3.8395        10-3     0.00000 
          10     1.25000      COMB13         Min     -0.1147     -9.7474        10-3     0.25000 
          10     1.50000      COMB13         Min     -0.1154    -27.1438        10-3     0.50000 
          10     1.50000      COMB13         Min     -0.1154    -27.1438        10-4     0.00000 
          10     2.00000      COMB13         Min     -0.0883    -49.4288        10-4     0.50000 
          10     2.00000      COMB13         Min     -0.0883    -49.4288        10-5     0.00000 
          10     2.35000      COMB13         Min     -0.1497    -56.6181        10-5     0.35000 
          10     0.15000      COMB14         Max      0.3759     96.0931        10-1     0.15000 
          10     0.50000      COMB14         Max      0.0948     54.5843        10-1     0.50000 
          10     0.50000      COMB14         Max      0.0948     54.5843        10-2     0.00000 
          10     1.00000      COMB14         Max      0.2372      7.4475        10-2     0.50000 
          10     1.00000      COMB14         Max      0.2372      7.4475        10-3     0.00000 
          10     1.25000      COMB14         Max      0.2499     -9.6786        10-3     0.25000 
          10     1.50000      COMB14         Max      0.2645    -23.4495        10-3     0.50000 
          10     1.50000      COMB14         Max      0.2645    -23.4495        10-4     0.00000 
          10     2.00000      COMB14         Max      0.1021    -38.4787        10-4     0.50000 
          10     2.00000      COMB14         Max      0.1021    -38.4787        10-5     0.00000 
          10     2.35000      COMB14         Max      0.3289    -40.6184        10-5     0.35000 
          10     0.15000      COMB14         Min     -0.3782     74.8363        10-1     0.15000 
          10     0.50000      COMB14         Min     -0.0956     40.2119        10-1     0.50000 
          10     0.50000      COMB14         Min     -0.0956     40.2119        10-2     0.00000 
          10     1.00000      COMB14         Min     -0.2359      2.7743        10-2     0.50000 
          10     1.00000      COMB14         Min     -0.2359      2.7743        10-3     0.00000 
          10     1.25000      COMB14         Min     -0.2475     -9.7910        10-3     0.25000 
          10     1.50000      COMB14         Min     -0.2611    -28.3458        10-3     0.50000 
          10     1.50000      COMB14         Min     -0.2611    -28.3458        10-4     0.00000 
          10     2.00000      COMB14         Min     -0.0965    -52.8213        10-4     0.50000 
          10     2.00000      COMB14         Min     -0.0965    -52.8213        10-5     0.00000 
          10     2.35000      COMB14         Min     -0.3219    -61.4913        10-5     0.35000 
          10     0.15000         INV         Max      0.3759     96.0931        10-1     0.15000 
          10     0.50000         INV         Max      0.0948     54.5843        10-1     0.50000 
          10     0.50000         INV         Max      0.0948     54.5843        10-2     0.00000 
          10     1.00000         INV         Max      0.2372      7.4475        10-2     0.50000 
          10     1.00000         INV         Max      0.2372      7.4475        10-3     0.00000 
          10     1.25000         INV         Max      0.2499     -8.2611        10-3     0.25000 
          10     1.50000         INV         Max      0.2645    -17.1816        10-3     0.50000 
          10     1.50000         INV         Max      0.2645    -17.1816        10-4     0.00000 
          10     2.00000         INV         Max      0.1021    -24.1144        10-4     0.50000 
          10     2.00000         INV         Max      0.1021    -24.1144        10-5     0.00000 
          10     2.35000         INV         Max      0.3289    -21.7052        10-5     0.35000 
          10     0.15000         INV         Min     -0.3782     51.0419        10-1     0.15000 
          10     0.50000         INV         Min     -0.0956     25.4682        10-1     0.50000 
          10     0.50000         INV         Min     -0.0956     25.4682        10-2     0.00000 
          10     1.00000         INV         Min     -0.2359     -0.6581        10-2     0.50000 
          10     1.00000         INV         Min     -0.2359     -0.6581        10-3     0.00000 
          10     1.25000         INV         Min     -0.2475     -9.7910        10-3     0.25000 
          10     1.50000         INV         Min     -0.2611    -28.3458        10-3     0.50000 
          10     1.50000         INV         Min     -0.2611    -28.3458        10-4     0.00000 
          10     2.00000         INV         Min     -0.0965    -52.8213        10-4     0.50000 
          10     2.00000         INV         Min     -0.0965    -52.8213        10-5     0.00000 
          10     2.35000         INV         Min     -0.3219    -61.4913        10-5     0.35000 
          11     0.15000          PP              -9.225E-04     60.1758        11-1     0.15000 
          11     0.50000          PP              -6.324E-04     33.3113        11-1     0.50000 
          11     0.50000          PP              -6.324E-04     33.3113        11-2     0.00000 
          11     1.00000          PP              -2.180E-04      3.5288        11-2     0.50000 
          11     1.00000          PP              -2.180E-04      3.5288        11-3     0.00000 
          11     1.25000          PP              -1.084E-05     -6.8724        11-3     0.25000 
          11     1.50000          PP               1.964E-04    -18.2783        11-3     0.50000 
          11     1.50000          PP               1.964E-04    -18.2783        11-4     0.00000 
          11     2.00000          PP               6.108E-04    -32.1258        11-4     0.50000 
          11     2.00000          PP               6.108E-04    -32.1258        11-5     0.00000 
          11     2.35000          PP               9.008E-04    -35.8330        11-5     0.35000 
          11     0.15000        PERM                 -0.0024     35.7430        11-1     0.15000 
          11     0.50000        PERM                 -0.0017     22.4996        11-1     0.50000 
          11     0.50000        PERM                 -0.0017     22.4996        11-2     0.00000 
          11     1.00000        PERM              -6.005E-04      5.6794        11-2     0.50000 
          11     1.00000        PERM              -6.005E-04      5.6794        11-3     0.00000 
          11     1.25000        PERM              -6.740E-05     -1.6239        11-3     0.25000 
          11     1.50000        PERM               4.657E-04     -9.2396        11-3     0.50000 
          11     1.50000        PERM               4.657E-04     -9.2396        11-4     0.00000 
          11     2.00000        PERM                  0.0015    -22.2683        11-4     0.50000 
          11     2.00000        PERM                  0.0015    -22.2683        11-5     0.00000 
          11     2.35000        PERM                  0.0023    -29.9402        11-5     0.35000 
          11     0.15000        NEVE                 -0.0017     24.4399        11-1     0.15000 
          11     0.50000        NEVE                 -0.0011     15.4684        11-1     0.50000 
          11     0.50000        NEVE                 -0.0011     15.4684        11-2     0.00000 
          11     1.00000        NEVE              -4.109E-04      3.9599        11-2     0.50000 
          11     1.00000        NEVE              -4.109E-04      3.9599        11-3     0.00000 
          11     1.25000        NEVE              -4.612E-05     -1.1440        11-3     0.25000 
          11     1.50000        NEVE               3.186E-04     -6.2479        11-3     0.50000 
          11     1.50000        NEVE               3.186E-04     -6.2479        11-4     0.00000 
          11     2.00000        NEVE                  0.0010    -15.1622        11-4     0.50000 
          11     2.00000        NEVE                  0.0010    -15.1622        11-5     0.00000 
          11     2.35000        NEVE                  0.0016    -20.5012        11-5     0.35000 
          11     0.15000      VENTOX               8.432E-04     -6.4099        11-1     0.15000 
          11     0.50000      VENTOX               3.707E-04     -4.0752        11-1     0.50000 
          11     0.50000      VENTOX               3.707E-04     -4.0752        11-2     0.00000 
          11     1.00000      VENTOX              -3.043E-04     -1.0630        11-2     0.50000 
          11     1.00000      VENTOX              -3.043E-04     -1.0630        11-3     0.00000 
          11     1.25000      VENTOX              -6.418E-04      0.2825        11-3     0.25000 
          11     1.50000      VENTOX              -9.793E-04      1.6279        11-3     0.50000 
          11     1.50000      VENTOX              -9.793E-04      1.6279        11-4     0.00000 
          11     2.00000      VENTOX                 -0.0017      3.9996        11-4     0.50000 
          11     2.00000      VENTOX                 -0.0017      3.9996        11-5     0.00000 
          11     2.35000      VENTOX                 -0.0021      5.4375        11-5     0.35000 
          11     0.15000      VENTOY                 -0.0502     -9.5881        11-1     0.15000 
          11     0.50000      VENTOY                 -0.0352     -6.2262        11-1     0.50000 
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          11     0.50000      VENTOY                 -0.0352     -6.2262        11-2     0.00000 
          11     1.00000      VENTOY                 -0.0138     -1.7645        11-2     0.50000 
          11     1.00000      VENTOY                 -0.0138     -1.7645        11-3     0.00000 
          11     1.25000      VENTOY                 -0.0031      0.2971        11-3     0.25000 
          11     1.50000      VENTOY                  0.0077      2.3588        11-3     0.50000 
          11     1.50000      VENTOY                  0.0077      2.3588        11-4     0.00000 
          11     2.00000      VENTOY                  0.0291      6.1466        11-4     0.50000 
          11     2.00000      VENTOY                  0.0291      6.1466        11-5     0.00000 
          11     2.35000      VENTOY                  0.0441      8.5652        11-5     0.35000 
          11     0.15000      SISMAX         Max      0.1387      8.4972        11-1     0.15000 
          11     0.50000      SISMAX         Max      0.0745      5.8123        11-1     0.50000 
          11     0.50000      SISMAX         Max      0.0745      5.8123        11-2     0.00000 
          11     1.00000      SISMAX         Max      0.1634      1.9577        11-2     0.50000 
          11     1.00000      SISMAX         Max      0.1634      1.9577        11-3     0.00000 
          11     1.25000      SISMAX         Max      0.1587      0.0199        11-3     0.25000 
          11     1.50000      SISMAX         Max      0.1606      1.9180        11-3     0.50000 
          11     1.50000      SISMAX         Max      0.1606      1.9180        11-4     0.00000 
          11     2.00000      SISMAX         Max      0.1332      5.8176        11-4     0.50000 
          11     2.00000      SISMAX         Max      0.1332      5.8176        11-5     0.00000 
          11     2.35000      SISMAX         Max      0.2218      8.5657        11-5     0.35000 
          11     0.15000      SISMAY         Max      0.3516     12.4084        11-1     0.15000 
          11     0.50000      SISMAY         Max      0.1360      8.4115        11-1     0.50000 
          11     0.50000      SISMAY         Max      0.1360      8.4115        11-2     0.00000 
          11     1.00000      SISMAY         Max      0.1934      2.7570        11-2     0.50000 
          11     1.00000      SISMAY         Max      0.1934      2.7570        11-3     0.00000 
          11     1.25000      SISMAY         Max      0.2145      0.0443        11-3     0.25000 
          11     1.50000      SISMAY         Max      0.2407      2.8454        11-3     0.50000 
          11     1.50000      SISMAY         Max      0.2407      2.8454        11-4     0.00000 
          11     2.00000      SISMAY         Max      0.1267      8.3997        11-4     0.50000 
          11     2.00000      SISMAY         Max      0.1267      8.3997        11-5     0.00000 
          11     2.35000      SISMAY         Max      0.2243     12.2563        11-5     0.35000 
          11     0.15000        TERM              -5.047E-04     -7.6694        11-1     0.15000 
          11     0.50000        TERM              -4.538E-04     -5.2343        11-1     0.50000 
          11     0.50000        TERM              -4.538E-04     -5.2343        11-2     0.00000 
          11     1.00000        TERM              -3.812E-04     -1.7515        11-2     0.50000 
          11     1.00000        TERM              -3.812E-04     -1.7515        11-3     0.00000 
          11     1.25000        TERM              -3.449E-04     -0.0068        11-3     0.25000 
          11     1.50000        TERM              -3.086E-04      1.7378        11-3     0.50000 
          11     1.50000        TERM              -3.086E-04      1.7378        11-4     0.00000 
          11     2.00000        TERM              -2.360E-04      5.2361        11-4     0.50000 
          11     2.00000        TERM              -2.360E-04      5.2361        11-5     0.00000 
          11     2.35000        TERM              -1.851E-04      7.6928        11-5     0.35000 
          11     0.15000       COMB1         Max     -0.0038     88.2495        11-1     0.15000 
          11     0.50000       COMB1         Max     -0.0028     50.5765        11-1     0.50000 
          11     0.50000       COMB1         Max     -0.0028     50.5765        11-2     0.00000 
          11     1.00000       COMB1         Max     -0.0012      7.4568        11-2     0.50000 
          11     1.00000       COMB1         Max     -0.0012      7.4568        11-3     0.00000 
          11     1.25000       COMB1         Max  -4.231E-04     -8.5030        11-3     0.25000 
          11     1.50000       COMB1         Max   3.535E-04    -25.7801        11-3     0.50000 
          11     1.50000       COMB1         Max   3.535E-04    -25.7801        11-4     0.00000 
          11     2.00000       COMB1         Max      0.0019    -49.1580        11-4     0.50000 
          11     2.00000       COMB1         Max      0.0019    -49.1580        11-5     0.00000 
          11     2.35000       COMB1         Max      0.0030    -58.0804        11-5     0.35000 
          11     0.15000       COMB1         Min     -0.0038     88.2495        11-1     0.15000 
          11     0.50000       COMB1         Min     -0.0028     50.5765        11-1     0.50000 
          11     0.50000       COMB1         Min     -0.0028     50.5765        11-2     0.00000 
          11     1.00000       COMB1         Min     -0.0012      7.4568        11-2     0.50000 
          11     1.00000       COMB1         Min     -0.0012      7.4568        11-3     0.00000 
          11     1.25000       COMB1         Min  -4.231E-04     -8.5030        11-3     0.25000 
          11     1.50000       COMB1         Min   3.535E-04    -25.7801        11-3     0.50000 
          11     1.50000       COMB1         Min   3.535E-04    -25.7801        11-4     0.00000 
          11     2.00000       COMB1         Min      0.0019    -49.1580        11-4     0.50000 
          11     2.00000       COMB1         Min      0.0019    -49.1580        11-5     0.00000 
          11     2.35000       COMB1         Min      0.0030    -58.0804        11-5     0.35000 
          11     0.15000       COMB2         Max     -0.0055    112.6894        11-1     0.15000 
          11     0.50000       COMB2         Max     -0.0039     66.0449        11-1     0.50000 
          11     0.50000       COMB2         Max     -0.0039     66.0449        11-2     0.00000 
          11     1.00000       COMB2         Max     -0.0016     11.4167        11-2     0.50000 
          11     1.00000       COMB2         Max     -0.0016     11.4167        11-3     0.00000 
          11     1.25000       COMB2         Max  -4.693E-04     -9.6470        11-3     0.25000 
          11     1.50000       COMB2         Max   6.721E-04    -32.0279        11-3     0.50000 
          11     1.50000       COMB2         Max   6.721E-04    -32.0279        11-4     0.00000 
          11     2.00000       COMB2         Max      0.0030    -64.3203        11-4     0.50000 
          11     2.00000       COMB2         Max      0.0030    -64.3203        11-5     0.00000 
          11     2.35000       COMB2         Max      0.0046    -78.5816        11-5     0.35000 
          11     0.15000       COMB2         Min     -0.0055    112.6894        11-1     0.15000 
          11     0.50000       COMB2         Min     -0.0039     66.0449        11-1     0.50000 
          11     0.50000       COMB2         Min     -0.0039     66.0449        11-2     0.00000 
          11     1.00000       COMB2         Min     -0.0016     11.4167        11-2     0.50000 
          11     1.00000       COMB2         Min     -0.0016     11.4167        11-3     0.00000 
          11     1.25000       COMB2         Min  -4.693E-04     -9.6470        11-3     0.25000 
          11     1.50000       COMB2         Min   6.721E-04    -32.0279        11-3     0.50000 
          11     1.50000       COMB2         Min   6.721E-04    -32.0279        11-4     0.00000 
          11     2.00000       COMB2         Min      0.0030    -64.3203        11-4     0.50000 
          11     2.00000       COMB2         Min      0.0030    -64.3203        11-5     0.00000 
          11     2.35000       COMB2         Min      0.0046    -78.5816        11-5     0.35000 
          11     0.15000       COMB3         Max     -0.0030     81.8395        11-1     0.15000 
          11     0.50000       COMB3         Max     -0.0024     46.5013        11-1     0.50000 
          11     0.50000       COMB3         Max     -0.0024     46.5013        11-2     0.00000 
          11     1.00000       COMB3         Max     -0.0015      6.3937        11-2     0.50000 
          11     1.00000       COMB3         Max     -0.0015      6.3937        11-3     0.00000 
          11     1.25000       COMB3         Max     -0.0011     -8.2206        11-3     0.25000 
          11     1.50000       COMB3         Max  -6.258E-04    -24.1521        11-3     0.50000 
          11     1.50000       COMB3         Max  -6.258E-04    -24.1521        11-4     0.00000 
          11     2.00000       COMB3         Max   2.525E-04    -45.1584        11-4     0.50000 
          11     2.00000       COMB3         Max   2.525E-04    -45.1584        11-5     0.00000 
          11     2.35000       COMB3         Max   8.673E-04    -52.6430        11-5     0.35000 
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          11     0.15000       COMB3         Min     -0.0030     81.8395        11-1     0.15000 
          11     0.50000       COMB3         Min     -0.0024     46.5013        11-1     0.50000 
          11     0.50000       COMB3         Min     -0.0024     46.5013        11-2     0.00000 
          11     1.00000       COMB3         Min     -0.0015      6.3937        11-2     0.50000 
          11     1.00000       COMB3         Min     -0.0015      6.3937        11-3     0.00000 
          11     1.25000       COMB3         Min     -0.0011     -8.2206        11-3     0.25000 
          11     1.50000       COMB3         Min  -6.258E-04    -24.1521        11-3     0.50000 
          11     1.50000       COMB3         Min  -6.258E-04    -24.1521        11-4     0.00000 
          11     2.00000       COMB3         Min   2.525E-04    -45.1584        11-4     0.50000 
          11     2.00000       COMB3         Min   2.525E-04    -45.1584        11-5     0.00000 
          11     2.35000       COMB3         Min   8.673E-04    -52.6430        11-5     0.35000 
          11     0.15000       COMB4         Max     -0.0540     78.6613        11-1     0.15000 
          11     0.50000       COMB4         Max     -0.0379     44.3504        11-1     0.50000 
          11     0.50000       COMB4         Max     -0.0379     44.3504        11-2     0.00000 
          11     1.00000       COMB4         Max     -0.0150      5.6923        11-2     0.50000 
          11     1.00000       COMB4         Max     -0.0150      5.6923        11-3     0.00000 
          11     1.25000       COMB4         Max     -0.0035     -8.2059        11-3     0.25000 
          11     1.50000       COMB4         Max      0.0080    -23.4213        11-3     0.50000 
          11     1.50000       COMB4         Max      0.0080    -23.4213        11-4     0.00000 
          11     2.00000       COMB4         Max      0.0310    -43.0114        11-4     0.50000 
          11     2.00000       COMB4         Max      0.0310    -43.0114        11-5     0.00000 
          11     2.35000       COMB4         Max      0.0471    -49.5153        11-5     0.35000 
          11     0.15000       COMB4         Min     -0.0540     78.6613        11-1     0.15000 
          11     0.50000       COMB4         Min     -0.0379     44.3504        11-1     0.50000 
          11     0.50000       COMB4         Min     -0.0379     44.3504        11-2     0.00000 
          11     1.00000       COMB4         Min     -0.0150      5.6923        11-2     0.50000 
          11     1.00000       COMB4         Min     -0.0150      5.6923        11-3     0.00000 
          11     1.25000       COMB4         Min     -0.0035     -8.2059        11-3     0.25000 
          11     1.50000       COMB4         Min      0.0080    -23.4213        11-3     0.50000 
          11     1.50000       COMB4         Min      0.0080    -23.4213        11-4     0.00000 
          11     2.00000       COMB4         Min      0.0310    -43.0114        11-4     0.50000 
          11     2.00000       COMB4         Min      0.0310    -43.0114        11-5     0.00000 
          11     2.35000       COMB4         Min      0.0471    -49.5153        11-5     0.35000 
          11     0.15000       COMB5         Max     -0.0046    106.2795        11-1     0.15000 
          11     0.50000       COMB5         Max     -0.0035     61.9697        11-1     0.50000 
          11     0.50000       COMB5         Max     -0.0035     61.9697        11-2     0.00000 
          11     1.00000       COMB5         Max     -0.0019     10.3536        11-2     0.50000 
          11     1.00000       COMB5         Max     -0.0019     10.3536        11-3     0.00000 
          11     1.25000       COMB5         Max     -0.0011     -9.3646        11-3     0.25000 
          11     1.50000       COMB5         Max  -3.071E-04    -30.4000        11-3     0.50000 
          11     1.50000       COMB5         Max  -3.071E-04    -30.4000        11-4     0.00000 
          11     2.00000       COMB5         Max      0.0013    -60.3206        11-4     0.50000 
          11     2.00000       COMB5         Max      0.0013    -60.3206        11-5     0.00000 
          11     2.35000       COMB5         Max      0.0024    -73.1442        11-5     0.35000 
          11     0.15000       COMB5         Min     -0.0046    106.2795        11-1     0.15000 
          11     0.50000       COMB5         Min     -0.0035     61.9697        11-1     0.50000 
          11     0.50000       COMB5         Min     -0.0035     61.9697        11-2     0.00000 
          11     1.00000       COMB5         Min     -0.0019     10.3536        11-2     0.50000 
          11     1.00000       COMB5         Min     -0.0019     10.3536        11-3     0.00000 
          11     1.25000       COMB5         Min     -0.0011     -9.3646        11-3     0.25000 
          11     1.50000       COMB5         Min  -3.071E-04    -30.4000        11-3     0.50000 
          11     1.50000       COMB5         Min  -3.071E-04    -30.4000        11-4     0.00000 
          11     2.00000       COMB5         Min      0.0013    -60.3206        11-4     0.50000 
          11     2.00000       COMB5         Min      0.0013    -60.3206        11-5     0.00000 
          11     2.35000       COMB5         Min      0.0024    -73.1442        11-5     0.35000 
          11     0.15000       COMB6         Max     -0.0557    103.1013        11-1     0.15000 
          11     0.50000       COMB6         Max     -0.0391     59.8188        11-1     0.50000 
          11     0.50000       COMB6         Max     -0.0391     59.8188        11-2     0.00000 
          11     1.00000       COMB6         Max     -0.0154      9.6521        11-2     0.50000 
          11     1.00000       COMB6         Max     -0.0154      9.6521        11-3     0.00000 
          11     1.25000       COMB6         Max     -0.0035     -9.3499        11-3     0.25000 
          11     1.50000       COMB6         Max      0.0083    -29.6692        11-3     0.50000 
          11     1.50000       COMB6         Max      0.0083    -29.6692        11-4     0.00000 
          11     2.00000       COMB6         Max      0.0320    -58.1736        11-4     0.50000 
          11     2.00000       COMB6         Max      0.0320    -58.1736        11-5     0.00000 
          11     2.35000       COMB6         Max      0.0486    -70.0165        11-5     0.35000 
          11     0.15000       COMB6         Min     -0.0557    103.1013        11-1     0.15000 
          11     0.50000       COMB6         Min     -0.0391     59.8188        11-1     0.50000 
          11     0.50000       COMB6         Min     -0.0391     59.8188        11-2     0.00000 
          11     1.00000       COMB6         Min     -0.0154      9.6521        11-2     0.50000 
          11     1.00000       COMB6         Min     -0.0154      9.6521        11-3     0.00000 
          11     1.25000       COMB6         Min     -0.0035     -9.3499        11-3     0.25000 
          11     1.50000       COMB6         Min      0.0083    -29.6692        11-3     0.50000 
          11     1.50000       COMB6         Min      0.0083    -29.6692        11-4     0.00000 
          11     2.00000       COMB6         Min      0.0320    -58.1736        11-4     0.50000 
          11     2.00000       COMB6         Min      0.0320    -58.1736        11-5     0.00000 
          11     2.35000       COMB6         Min      0.0486    -70.0165        11-5     0.35000 
          11     0.15000       COMB7         Max     -0.0028    103.5882        11-1     0.15000 
          11     0.50000       COMB7         Max     -0.0018     61.0451        11-1     0.50000 
          11     0.50000       COMB7         Max     -0.0018     61.0451        11-2     0.00000 
          11     1.00000       COMB7         Max  -4.374E-04     10.9597        11-2     0.50000 
          11     1.00000       COMB7         Max  -4.374E-04     10.9597        11-3     0.00000 
          11     1.25000       COMB7         Max   2.667E-04     -8.4894        11-3     0.25000 
          11     1.50000       COMB7         Max   9.707E-04    -29.2557        11-3     0.50000 
          11     1.50000       COMB7         Max   9.707E-04    -29.2557        11-4     0.00000 
          11     2.00000       COMB7         Max      0.0024    -59.6303        11-4     0.50000 
          11     2.00000       COMB7         Max      0.0024    -59.6303        11-5     0.00000 
          11     2.35000       COMB7         Max      0.0034    -73.4660        11-5     0.35000 
          11     0.15000       COMB7         Min     -0.0028    103.5882        11-1     0.15000 
          11     0.50000       COMB7         Min     -0.0018     61.0451        11-1     0.50000 
          11     0.50000       COMB7         Min     -0.0018     61.0451        11-2     0.00000 
          11     1.00000       COMB7         Min  -4.374E-04     10.9597        11-2     0.50000 
          11     1.00000       COMB7         Min  -4.374E-04     10.9597        11-3     0.00000 
          11     1.25000       COMB7         Min   2.667E-04     -8.4894        11-3     0.25000 
          11     1.50000       COMB7         Min   9.707E-04    -29.2557        11-3     0.50000 
          11     1.50000       COMB7         Min   9.707E-04    -29.2557        11-4     0.00000 
          11     2.00000       COMB7         Min      0.0024    -59.6303        11-4     0.50000 
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          11     2.00000       COMB7         Min      0.0024    -59.6303        11-5     0.00000 
          11     2.35000       COMB7         Min      0.0034    -73.4660        11-5     0.35000 
          11     0.15000       COMB8         Max     -0.0045    128.0281        11-1     0.15000 
          11     0.50000       COMB8         Max     -0.0030     76.5136        11-1     0.50000 
          11     0.50000       COMB8         Max     -0.0030     76.5136        11-2     0.00000 
          11     1.00000       COMB8         Max  -8.482E-04     14.9196        11-2     0.50000 
          11     1.00000       COMB8         Max  -8.482E-04     14.9196        11-3     0.00000 
          11     1.25000       COMB8         Max   2.205E-04     -9.6334        11-3     0.25000 
          11     1.50000       COMB8         Max      0.0013    -35.5036        11-3     0.50000 
          11     1.50000       COMB8         Max      0.0013    -35.5036        11-4     0.00000 
          11     2.00000       COMB8         Max      0.0034    -74.7925        11-4     0.50000 
          11     2.00000       COMB8         Max      0.0034    -74.7925        11-5     0.00000 
          11     2.35000       COMB8         Max      0.0049    -93.9672        11-5     0.35000 
          11     0.15000       COMB8         Min     -0.0045    128.0281        11-1     0.15000 
          11     0.50000       COMB8         Min     -0.0030     76.5136        11-1     0.50000 
          11     0.50000       COMB8         Min     -0.0030     76.5136        11-2     0.00000 
          11     1.00000       COMB8         Min  -8.482E-04     14.9196        11-2     0.50000 
          11     1.00000       COMB8         Min  -8.482E-04     14.9196        11-3     0.00000 
          11     1.25000       COMB8         Min   2.205E-04     -9.6334        11-3     0.25000 
          11     1.50000       COMB8         Min      0.0013    -35.5036        11-3     0.50000 
          11     1.50000       COMB8         Min      0.0013    -35.5036        11-4     0.00000 
          11     2.00000       COMB8         Min      0.0034    -74.7925        11-4     0.50000 
          11     2.00000       COMB8         Min      0.0034    -74.7925        11-5     0.00000 
          11     2.35000       COMB8         Min      0.0049    -93.9672        11-5     0.35000 
          11     0.15000       COMB9         Max     -0.0020     97.1783        11-1     0.15000 
          11     0.50000       COMB9         Max     -0.0015     56.9699        11-1     0.50000 
          11     0.50000       COMB9         Max     -0.0015     56.9699        11-2     0.00000 
          11     1.00000       COMB9         Max  -7.417E-04      9.8966        11-2     0.50000 
          11     1.00000       COMB9         Max  -7.417E-04      9.8966        11-3     0.00000 
          11     1.25000       COMB9         Max  -3.751E-04     -8.2070        11-3     0.25000 
          11     1.50000       COMB9         Max  -8.615E-06    -27.6278        11-3     0.50000 
          11     1.50000       COMB9         Max  -8.615E-06    -27.6278        11-4     0.00000 
          11     2.00000       COMB9         Max   7.244E-04    -55.6306        11-4     0.50000 
          11     2.00000       COMB9         Max   7.244E-04    -55.6306        11-5     0.00000 
          11     2.35000       COMB9         Max      0.0012    -68.0285        11-5     0.35000 
          11     0.15000       COMB9         Min     -0.0020     97.1783        11-1     0.15000 
          11     0.50000       COMB9         Min     -0.0015     56.9699        11-1     0.50000 
          11     0.50000       COMB9         Min     -0.0015     56.9699        11-2     0.00000 
          11     1.00000       COMB9         Min  -7.417E-04      9.8966        11-2     0.50000 
          11     1.00000       COMB9         Min  -7.417E-04      9.8966        11-3     0.00000 
          11     1.25000       COMB9         Min  -3.751E-04     -8.2070        11-3     0.25000 
          11     1.50000       COMB9         Min  -8.615E-06    -27.6278        11-3     0.50000 
          11     1.50000       COMB9         Min  -8.615E-06    -27.6278        11-4     0.00000 
          11     2.00000       COMB9         Min   7.244E-04    -55.6306        11-4     0.50000 
          11     2.00000       COMB9         Min   7.244E-04    -55.6306        11-5     0.00000 
          11     2.35000       COMB9         Min      0.0012    -68.0285        11-5     0.35000 
          11     0.15000      COMB10         Max     -0.0530     94.0001        11-1     0.15000 
          11     0.50000      COMB10         Max     -0.0370     54.8190        11-1     0.50000 
          11     0.50000      COMB10         Max     -0.0370     54.8190        11-2     0.00000 
          11     1.00000      COMB10         Max     -0.0142      9.1952        11-2     0.50000 
          11     1.00000      COMB10         Max     -0.0142      9.1952        11-3     0.00000 
          11     1.25000      COMB10         Max     -0.0028     -8.1923        11-3     0.25000 
          11     1.50000      COMB10         Max      0.0086    -26.8970        11-3     0.50000 
          11     1.50000      COMB10         Max      0.0086    -26.8970        11-4     0.00000 
          11     2.00000      COMB10         Max      0.0314    -53.4836        11-4     0.50000 
          11     2.00000      COMB10         Max      0.0314    -53.4836        11-5     0.00000 
          11     2.35000      COMB10         Max      0.0474    -64.9008        11-5     0.35000 
          11     0.15000      COMB10         Min     -0.0530     94.0001        11-1     0.15000 
          11     0.50000      COMB10         Min     -0.0370     54.8190        11-1     0.50000 
          11     0.50000      COMB10         Min     -0.0370     54.8190        11-2     0.00000 
          11     1.00000      COMB10         Min     -0.0142      9.1952        11-2     0.50000 
          11     1.00000      COMB10         Min     -0.0142      9.1952        11-3     0.00000 
          11     1.25000      COMB10         Min     -0.0028     -8.1923        11-3     0.25000 
          11     1.50000      COMB10         Min      0.0086    -26.8970        11-3     0.50000 
          11     1.50000      COMB10         Min      0.0086    -26.8970        11-4     0.00000 
          11     2.00000      COMB10         Min      0.0314    -53.4836        11-4     0.50000 
          11     2.00000      COMB10         Min      0.0314    -53.4836        11-5     0.00000 
          11     2.35000      COMB10         Min      0.0474    -64.9008        11-5     0.35000 
          11     0.15000      COMB11         Max     -0.0036    121.6182        11-1     0.15000 
          11     0.50000      COMB11         Max     -0.0026     72.4383        11-1     0.50000 
          11     0.50000      COMB11         Max     -0.0026     72.4383        11-2     0.00000 
          11     1.00000      COMB11         Max     -0.0012     13.8565        11-2     0.50000 
          11     1.00000      COMB11         Max     -0.0012     13.8565        11-3     0.00000 
          11     1.25000      COMB11         Max  -4.212E-04     -9.3510        11-3     0.25000 
          11     1.50000      COMB11         Max   3.100E-04    -33.8757        11-3     0.50000 
          11     1.50000      COMB11         Max   3.100E-04    -33.8757        11-4     0.00000 
          11     2.00000      COMB11         Max      0.0018    -70.7929        11-4     0.50000 
          11     2.00000      COMB11         Max      0.0018    -70.7929        11-5     0.00000 
          11     2.35000      COMB11         Max      0.0028    -88.5297        11-5     0.35000 
          11     0.15000      COMB11         Min     -0.0036    121.6182        11-1     0.15000 
          11     0.50000      COMB11         Min     -0.0026     72.4383        11-1     0.50000 
          11     0.50000      COMB11         Min     -0.0026     72.4383        11-2     0.00000 
          11     1.00000      COMB11         Min     -0.0012     13.8565        11-2     0.50000 
          11     1.00000      COMB11         Min     -0.0012     13.8565        11-3     0.00000 
          11     1.25000      COMB11         Min  -4.212E-04     -9.3510        11-3     0.25000 
          11     1.50000      COMB11         Min   3.100E-04    -33.8757        11-3     0.50000 
          11     1.50000      COMB11         Min   3.100E-04    -33.8757        11-4     0.00000 
          11     2.00000      COMB11         Min      0.0018    -70.7929        11-4     0.50000 
          11     2.00000      COMB11         Min      0.0018    -70.7929        11-5     0.00000 
          11     2.35000      COMB11         Min      0.0028    -88.5297        11-5     0.35000 
          11     0.15000      COMB12         Max     -0.0546    118.4400        11-1     0.15000 
          11     0.50000      COMB12         Max     -0.0382     70.2874        11-1     0.50000 
          11     0.50000      COMB12         Max     -0.0382     70.2874        11-2     0.00000 
          11     1.00000      COMB12         Max     -0.0146     13.1550        11-2     0.50000 
          11     1.00000      COMB12         Max     -0.0146     13.1550        11-3     0.00000 
          11     1.25000      COMB12         Max     -0.0028     -9.3363        11-3     0.25000 
          11     1.50000      COMB12         Max      0.0089    -33.1449        11-3     0.50000 
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          11     1.50000      COMB12         Max      0.0089    -33.1449        11-4     0.00000 
          11     2.00000      COMB12         Max      0.0325    -68.6459        11-4     0.50000 
          11     2.00000      COMB12         Max      0.0325    -68.6459        11-5     0.00000 
          11     2.35000      COMB12         Max      0.0490    -85.4020        11-5     0.35000 
          11     0.15000      COMB12         Min     -0.0546    118.4400        11-1     0.15000 
          11     0.50000      COMB12         Min     -0.0382     70.2874        11-1     0.50000 
          11     0.50000      COMB12         Min     -0.0382     70.2874        11-2     0.00000 
          11     1.00000      COMB12         Min     -0.0146     13.1550        11-2     0.50000 
          11     1.00000      COMB12         Min     -0.0146     13.1550        11-3     0.00000 
          11     1.25000      COMB12         Min     -0.0028     -9.3363        11-3     0.25000 
          11     1.50000      COMB12         Min      0.0089    -33.1449        11-3     0.50000 
          11     1.50000      COMB12         Min      0.0089    -33.1449        11-4     0.00000 
          11     2.00000      COMB12         Min      0.0325    -68.6459        11-4     0.50000 
          11     2.00000      COMB12         Min      0.0325    -68.6459        11-5     0.00000 
          11     2.35000      COMB12         Min      0.0490    -85.4020        11-5     0.35000 
          11     0.15000      COMB13         Max      0.1337    128.8559        11-1     0.15000 
          11     0.50000      COMB13         Max      0.0711     77.0915        11-1     0.50000 
          11     0.50000      COMB13         Max      0.0711     77.0915        11-2     0.00000 
          11     1.00000      COMB13         Max      0.1621     15.1259        11-2     0.50000 
          11     1.00000      COMB13         Max      0.1621     15.1259        11-3     0.00000 
          11     1.25000      COMB13         Max      0.1586     -9.6203        11-3     0.25000 
          11     1.50000      COMB13         Max      0.1616    -31.8478        11-3     0.50000 
          11     1.50000      COMB13         Max      0.1616    -31.8478        11-4     0.00000 
          11     2.00000      COMB13         Max      0.1364    -63.7388        11-4     0.50000 
          11     2.00000      COMB13         Max      0.1364    -63.7388        11-5     0.00000 
          11     2.35000      COMB13         Max      0.2266    -77.7087        11-5     0.35000 
          11     0.15000      COMB13         Min     -0.1437    111.8616        11-1     0.15000 
          11     0.50000      COMB13         Min     -0.0780     65.4670        11-1     0.50000 
          11     0.50000      COMB13         Min     -0.0780     65.4670        11-2     0.00000 
          11     1.00000      COMB13         Min     -0.1646     11.2104        11-2     0.50000 
          11     1.00000      COMB13         Min     -0.1646     11.2104        11-3     0.00000 
          11     1.25000      COMB13         Min     -0.1588     -9.6601        11-3     0.25000 
          11     1.50000      COMB13         Min     -0.1597    -35.6837        11-3     0.50000 
          11     1.50000      COMB13         Min     -0.1597    -35.6837        11-4     0.00000 
          11     2.00000      COMB13         Min     -0.1300    -75.3740        11-4     0.50000 
          11     2.00000      COMB13         Min     -0.1300    -75.3740        11-5     0.00000 
          11     2.35000      COMB13         Min     -0.2171    -94.8400        11-5     0.35000 
          11     0.15000      COMB14         Max      0.3466    132.7672        11-1     0.15000 
          11     0.50000      COMB14         Max      0.1326     79.6907        11-1     0.50000 
          11     0.50000      COMB14         Max      0.1326     79.6907        11-2     0.00000 
          11     1.00000      COMB14         Max      0.1922     15.9251        11-2     0.50000 
          11     1.00000      COMB14         Max      0.1922     15.9251        11-3     0.00000 
          11     1.25000      COMB14         Max      0.2143     -9.5959        11-3     0.25000 
          11     1.50000      COMB14         Max      0.2417    -30.9204        11-3     0.50000 
          11     1.50000      COMB14         Max      0.2417    -30.9204        11-4     0.00000 
          11     2.00000      COMB14         Max      0.1299    -61.1567        11-4     0.50000 
          11     2.00000      COMB14         Max      0.1299    -61.1567        11-5     0.00000 
          11     2.35000      COMB14         Max      0.2290    -74.0181        11-5     0.35000 
          11     0.15000      COMB14         Min     -0.3566    107.9503        11-1     0.15000 
          11     0.50000      COMB14         Min     -0.1394     62.8678        11-1     0.50000 
          11     0.50000      COMB14         Min     -0.1394     62.8678        11-2     0.00000 
          11     1.00000      COMB14         Min     -0.1947     10.4111        11-2     0.50000 
          11     1.00000      COMB14         Min     -0.1947     10.4111        11-3     0.00000 
          11     1.25000      COMB14         Min     -0.2146     -9.6845        11-3     0.25000 
          11     1.50000      COMB14         Min     -0.2397    -36.6112        11-3     0.50000 
          11     1.50000      COMB14         Min     -0.2397    -36.6112        11-4     0.00000 
          11     2.00000      COMB14         Min     -0.1235    -77.9561        11-4     0.50000 
          11     2.00000      COMB14         Min     -0.1235    -77.9561        11-5     0.00000 
          11     2.35000      COMB14         Min     -0.2195    -98.5307        11-5     0.35000 
          11     0.15000         INV         Max      0.3466    132.7672        11-1     0.15000 
          11     0.50000         INV         Max      0.1326     79.6907        11-1     0.50000 
          11     0.50000         INV         Max      0.1326     79.6907        11-2     0.00000 
          11     1.00000         INV         Max      0.1922     15.9251        11-2     0.50000 
          11     1.00000         INV         Max      0.1922     15.9251        11-3     0.00000 
          11     1.25000         INV         Max      0.2143     -8.1923        11-3     0.25000 
          11     1.50000         INV         Max      0.2417    -23.4213        11-3     0.50000 
          11     1.50000         INV         Max      0.2417    -23.4213        11-4     0.00000 
          11     2.00000         INV         Max      0.1364    -43.0114        11-4     0.50000 
          11     2.00000         INV         Max      0.1364    -43.0114        11-5     0.00000 
          11     2.35000         INV         Max      0.2290    -49.5153        11-5     0.35000 
          11     0.15000         INV         Min     -0.3566     78.6613        11-1     0.15000 
          11     0.50000         INV         Min     -0.1394     44.3504        11-1     0.50000 
          11     0.50000         INV         Min     -0.1394     44.3504        11-2     0.00000 
          11     1.00000         INV         Min     -0.1947      5.6923        11-2     0.50000 
          11     1.00000         INV         Min     -0.1947      5.6923        11-3     0.00000 
          11     1.25000         INV         Min     -0.2146     -9.6845        11-3     0.25000 
          11     1.50000         INV         Min     -0.2397    -36.6112        11-3     0.50000 
          11     1.50000         INV         Min     -0.2397    -36.6112        11-4     0.00000 
          11     2.00000         INV         Min     -0.1300    -77.9561        11-4     0.50000 
          11     2.00000         INV         Min     -0.1300    -77.9561        11-5     0.00000 
          11     2.35000         INV         Min     -0.2195    -98.5307        11-5     0.35000 
          12     0.15000          PP              -6.173E-04     39.0911        12-1     0.15000 
          12     0.50000          PP              -4.830E-04     18.9834        12-1     0.50000 
          12     0.50000          PP              -4.830E-04     18.9834        12-2     0.00000 
          12     1.00000          PP              -2.911E-04     -1.2028        12-2     0.50000 
          12     1.00000          PP              -2.911E-04     -1.2028        12-3     0.00000 
          12     1.25000          PP              -1.952E-04     -6.8311        12-3     0.25000 
          12     1.50000          PP              -9.928E-05    -13.4640        12-3     0.50000 
          12     1.50000          PP              -9.928E-05    -13.4640        12-4     0.00000 
          12     2.00000          PP               9.257E-05    -17.8091        12-4     0.50000 
          12     2.00000          PP               9.257E-05    -17.8091        12-5     0.00000 
          12     2.35000          PP               2.269E-04    -14.8906        12-5     0.35000 
          12     0.15000        PERM                 -0.0015     18.3172        12-1     0.15000 
          12     0.50000        PERM                 -0.0012     10.6503        12-1     0.50000 
          12     0.50000        PERM                 -0.0012     10.6503        12-2     0.00000 
          12     1.00000        PERM              -7.151E-04      1.7584        12-2     0.50000 
          12     1.00000        PERM              -7.151E-04      1.7584        12-3     0.00000 
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          12     1.25000        PERM              -4.748E-04     -1.5972        12-3     0.25000 
          12     1.50000        PERM              -2.345E-04     -5.2654        12-3     0.50000 
          12     1.50000        PERM              -2.345E-04     -5.2654        12-4     0.00000 
          12     2.00000        PERM               2.461E-04    -10.4262        12-4     0.50000 
          12     2.00000        PERM               2.461E-04    -10.4262        12-5     0.00000 
          12     2.35000        PERM               5.825E-04    -12.6060        12-5     0.35000 
          12     0.15000        NEVE                 -0.0010     12.5170        12-1     0.15000 
          12     0.50000        NEVE              -8.181E-04      7.3610        12-1     0.50000 
          12     0.50000        NEVE              -8.181E-04      7.3610        12-2     0.00000 
          12     1.00000        NEVE              -4.893E-04      1.2771        12-2     0.50000 
          12     1.00000        NEVE              -4.893E-04      1.2771        12-3     0.00000 
          12     1.25000        NEVE              -3.249E-04     -1.1258        12-3     0.25000 
          12     1.50000        NEVE              -1.604E-04     -3.5286        12-3     0.50000 
          12     1.50000        NEVE              -1.604E-04     -3.5286        12-4     0.00000 
          12     2.00000        NEVE               1.684E-04     -7.0597        12-4     0.50000 
          12     2.00000        NEVE               1.684E-04     -7.0597        12-5     0.00000 
          12     2.35000        NEVE               3.986E-04     -8.6410        12-5     0.35000 
          12     0.15000      VENTOX                  0.0023     -3.1259        12-1     0.15000 
          12     0.50000      VENTOX                  0.0017     -1.8418        12-1     0.50000 
          12     0.50000      VENTOX                  0.0017     -1.8418        12-2     0.00000 
          12     1.00000      VENTOX               9.264E-04     -0.3237        12-2     0.50000 
          12     1.00000      VENTOX               9.264E-04     -0.3237        12-3     0.00000 
          12     1.25000      VENTOX               5.268E-04      0.2777        12-3     0.25000 
          12     1.50000      VENTOX               1.271E-04      0.8791        12-3     0.50000 
          12     1.50000      VENTOX               1.271E-04      0.8791        12-4     0.00000 
          12     2.00000      VENTOX              -6.721E-04      1.7675        12-4     0.50000 
          12     2.00000      VENTOX              -6.721E-04      1.7675        12-5     0.00000 
          12     2.35000      VENTOX                 -0.0012      2.1697        12-5     0.35000 
          12     0.15000      VENTOY                 -0.0286     -9.3060        12-1     0.15000 
          12     0.50000      VENTOY                 -0.0221     -6.0441        12-1     0.50000 
          12     0.50000      VENTOY                 -0.0221     -6.0441        12-2     0.00000 
          12     1.00000      VENTOY                 -0.0128     -1.7141        12-2     0.50000 
          12     1.00000      VENTOY                 -0.0128     -1.7141        12-3     0.00000 
          12     1.25000      VENTOY                 -0.0082      0.2873        12-3     0.25000 
          12     1.50000      VENTOY                 -0.0035      2.2887        12-3     0.50000 
          12     1.50000      VENTOY                 -0.0035      2.2887        12-4     0.00000 
          12     2.00000      VENTOY                  0.0058      5.9672        12-4     0.50000 
          12     2.00000      VENTOY                  0.0058      5.9672        12-5     0.00000 
          12     2.35000      VENTOY                  0.0123      8.3169        12-5     0.35000 
          12     0.15000      SISMAX         Max      0.1908      0.3823        12-1     0.15000 
          12     0.50000      SISMAX         Max      0.1037      0.2858        12-1     0.50000 
          12     0.50000      SISMAX         Max      0.1037      0.2858        12-2     0.00000 
          12     1.00000      SISMAX         Max      0.2471      0.1206        12-2     0.50000 
          12     1.00000      SISMAX         Max      0.2471      0.1206        12-3     0.00000 
          12     1.25000      SISMAX         Max      0.2218      0.0245        12-3     0.25000 
          12     1.50000      SISMAX         Max      0.1988      0.0722        12-3     0.50000 
          12     1.50000      SISMAX         Max      0.1988      0.0722        12-4     0.00000 
          12     2.00000      SISMAX         Max      0.1178      0.2922        12-4     0.50000 
          12     2.00000      SISMAX         Max      0.1178      0.2922        12-5     0.00000 
          12     2.35000      SISMAX         Max      0.3401      0.4658        12-5     0.35000 
          12     0.15000      SISMAY         Max      0.2358     18.8630        12-1     0.15000 
          12     0.50000      SISMAY         Max      0.1427     12.8277        12-1     0.50000 
          12     0.50000      SISMAY         Max      0.1427     12.8277        12-2     0.00000 
          12     1.00000      SISMAY         Max      0.1626      4.2457        12-2     0.50000 
          12     1.00000      SISMAY         Max      0.1626      4.2457        12-3     0.00000 
          12     1.25000      SISMAY         Max      0.1613      0.0280        12-3     0.25000 
          12     1.50000      SISMAY         Max      0.1675      4.3016        12-3     0.50000 
          12     1.50000      SISMAY         Max      0.1675      4.3016        12-4     0.00000 
          12     2.00000      SISMAY         Max      0.0853     12.8202        12-4     0.50000 
          12     2.00000      SISMAY         Max      0.0853     12.8202        12-5     0.00000 
          12     2.35000      SISMAY         Max      0.1477     18.7667        12-5     0.35000 
          12     0.15000        TERM               5.592E-04      1.9015        12-1     0.15000 
          12     0.50000        TERM               4.045E-04      1.2856        12-1     0.50000 
          12     0.50000        TERM               4.045E-04      1.2856        12-2     0.00000 
          12     1.00000        TERM               1.836E-04      0.4180        12-2     0.50000 
          12     1.00000        TERM               1.836E-04      0.4180        12-3     0.00000 
          12     1.25000        TERM               7.306E-05     -0.0100        12-3     0.25000 
          12     1.50000        TERM              -3.744E-05     -0.4380        12-3     0.50000 
          12     1.50000        TERM              -3.744E-05     -0.4380        12-4     0.00000 
          12     2.00000        TERM              -2.584E-04     -1.2829        12-4     0.50000 
          12     2.00000        TERM              -2.584E-04     -1.2829        12-5     0.00000 
          12     2.35000        TERM              -4.131E-04     -1.8670        12-5     0.35000 
          12     0.15000       COMB1         Max     -0.0016     59.3097        12-1     0.15000 
          12     0.50000       COMB1         Max     -0.0013     30.9193        12-1     0.50000 
          12     0.50000       COMB1         Max     -0.0013     30.9193        12-2     0.00000 
          12     1.00000       COMB1         Max  -8.227E-04      0.9736        12-2     0.50000 
          12     1.00000       COMB1         Max  -8.227E-04      0.9736        12-3     0.00000 
          12     1.25000       COMB1         Max  -5.970E-04     -8.4383        12-3     0.25000 
          12     1.50000       COMB1         Max  -3.712E-04    -19.1674        12-3     0.50000 
          12     1.50000       COMB1         Max  -3.712E-04    -19.1674        12-4     0.00000 
          12     2.00000       COMB1         Max   8.025E-05    -29.5181        12-4     0.50000 
          12     2.00000       COMB1         Max   8.025E-05    -29.5181        12-5     0.00000 
          12     2.35000       COMB1         Max   3.963E-04    -29.3636        12-5     0.35000 
          12     0.15000       COMB1         Min     -0.0016     59.3097        12-1     0.15000 
          12     0.50000       COMB1         Min     -0.0013     30.9193        12-1     0.50000 
          12     0.50000       COMB1         Min     -0.0013     30.9193        12-2     0.00000 
          12     1.00000       COMB1         Min  -8.227E-04      0.9736        12-2     0.50000 
          12     1.00000       COMB1         Min  -8.227E-04      0.9736        12-3     0.00000 
          12     1.25000       COMB1         Min  -5.970E-04     -8.4383        12-3     0.25000 
          12     1.50000       COMB1         Min  -3.712E-04    -19.1674        12-3     0.50000 
          12     1.50000       COMB1         Min  -3.712E-04    -19.1674        12-4     0.00000 
          12     2.00000       COMB1         Min   8.025E-05    -29.5181        12-4     0.50000 
          12     2.00000       COMB1         Min   8.025E-05    -29.5181        12-5     0.00000 
          12     2.35000       COMB1         Min   3.963E-04    -29.3636        12-5     0.35000 
          12     0.15000       COMB2         Max     -0.0026     71.8267        12-1     0.15000 
          12     0.50000       COMB2         Max     -0.0021     38.2803        12-1     0.50000 
          12     0.50000       COMB2         Max     -0.0021     38.2803        12-2     0.00000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

292/ 799 

 
          12     1.00000       COMB2         Max     -0.0013      2.2507        12-2     0.50000 
          12     1.00000       COMB2         Max     -0.0013      2.2507        12-3     0.00000 
          12     1.25000       COMB2         Max  -9.218E-04     -9.5641        12-3     0.25000 
          12     1.50000       COMB2         Max  -5.317E-04    -22.6960        12-3     0.50000 
          12     1.50000       COMB2         Max  -5.317E-04    -22.6960        12-4     0.00000 
          12     2.00000       COMB2         Max   2.486E-04    -36.5778        12-4     0.50000 
          12     2.00000       COMB2         Max   2.486E-04    -36.5778        12-5     0.00000 
          12     2.35000       COMB2         Max   7.949E-04    -38.0046        12-5     0.35000 
          12     0.15000       COMB2         Min     -0.0026     71.8267        12-1     0.15000 
          12     0.50000       COMB2         Min     -0.0021     38.2803        12-1     0.50000 
          12     0.50000       COMB2         Min     -0.0021     38.2803        12-2     0.00000 
          12     1.00000       COMB2         Min     -0.0013      2.2507        12-2     0.50000 
          12     1.00000       COMB2         Min     -0.0013      2.2507        12-3     0.00000 
          12     1.25000       COMB2         Min  -9.218E-04     -9.5641        12-3     0.25000 
          12     1.50000       COMB2         Min  -5.317E-04    -22.6960        12-3     0.50000 
          12     1.50000       COMB2         Min  -5.317E-04    -22.6960        12-4     0.00000 
          12     2.00000       COMB2         Min   2.486E-04    -36.5778        12-4     0.50000 
          12     2.00000       COMB2         Min   2.486E-04    -36.5778        12-5     0.00000 
          12     2.35000       COMB2         Min   7.949E-04    -38.0046        12-5     0.35000 
          12     0.15000       COMB3         Max   6.949E-04     56.1838        12-1     0.15000 
          12     0.50000       COMB3         Max   4.514E-04     29.0774        12-1     0.50000 
          12     0.50000       COMB3         Max   4.514E-04     29.0774        12-2     0.00000 
          12     1.00000       COMB3         Max   1.037E-04      0.6499        12-2     0.50000 
          12     1.00000       COMB3         Max   1.037E-04      0.6499        12-3     0.00000 
          12     1.25000       COMB3         Max  -7.020E-05     -8.1606        12-3     0.25000 
          12     1.50000       COMB3         Max  -2.441E-04    -18.2882        12-3     0.50000 
          12     1.50000       COMB3         Max  -2.441E-04    -18.2882        12-4     0.00000 
          12     2.00000       COMB3         Max  -5.918E-04    -27.7506        12-4     0.50000 
          12     2.00000       COMB3         Max  -5.918E-04    -27.7506        12-5     0.00000 
          12     2.35000       COMB3         Max  -8.353E-04    -27.1939        12-5     0.35000 
          12     0.15000       COMB3         Min   6.949E-04     56.1838        12-1     0.15000 
          12     0.50000       COMB3         Min   4.514E-04     29.0774        12-1     0.50000 
          12     0.50000       COMB3         Min   4.514E-04     29.0774        12-2     0.00000 
          12     1.00000       COMB3         Min   1.037E-04      0.6499        12-2     0.50000 
          12     1.00000       COMB3         Min   1.037E-04      0.6499        12-3     0.00000 
          12     1.25000       COMB3         Min  -7.020E-05     -8.1606        12-3     0.25000 
          12     1.50000       COMB3         Min  -2.441E-04    -18.2882        12-3     0.50000 
          12     1.50000       COMB3         Min  -2.441E-04    -18.2882        12-4     0.00000 
          12     2.00000       COMB3         Min  -5.918E-04    -27.7506        12-4     0.50000 
          12     2.00000       COMB3         Min  -5.918E-04    -27.7506        12-5     0.00000 
          12     2.35000       COMB3         Min  -8.353E-04    -27.1939        12-5     0.35000 
          12     0.15000       COMB4         Max     -0.0302     50.0038        12-1     0.15000 
          12     0.50000       COMB4         Max     -0.0234     24.8752        12-1     0.50000 
          12     0.50000       COMB4         Max     -0.0234     24.8752        12-2     0.00000 
          12     1.00000       COMB4         Max     -0.0136     -0.7405        12-2     0.50000 
          12     1.00000       COMB4         Max     -0.0136     -0.7405        12-3     0.00000 
          12     1.25000       COMB4         Max     -0.0088     -8.1510        12-3     0.25000 
          12     1.50000       COMB4         Max     -0.0039    -16.8787        12-3     0.50000 
          12     1.50000       COMB4         Max     -0.0039    -16.8787        12-4     0.00000 
          12     2.00000       COMB4         Max      0.0059    -23.5509        12-4     0.50000 
          12     2.00000       COMB4         Max      0.0059    -23.5509        12-5     0.00000 
          12     2.35000       COMB4         Max      0.0127    -21.0467        12-5     0.35000 
          12     0.15000       COMB4         Min     -0.0302     50.0038        12-1     0.15000 
          12     0.50000       COMB4         Min     -0.0234     24.8752        12-1     0.50000 
          12     0.50000       COMB4         Min     -0.0234     24.8752        12-2     0.00000 
          12     1.00000       COMB4         Min     -0.0136     -0.7405        12-2     0.50000 
          12     1.00000       COMB4         Min     -0.0136     -0.7405        12-3     0.00000 
          12     1.25000       COMB4         Min     -0.0088     -8.1510        12-3     0.25000 
          12     1.50000       COMB4         Min     -0.0039    -16.8787        12-3     0.50000 
          12     1.50000       COMB4         Min     -0.0039    -16.8787        12-4     0.00000 
          12     2.00000       COMB4         Min      0.0059    -23.5509        12-4     0.50000 
          12     2.00000       COMB4         Min      0.0059    -23.5509        12-5     0.00000 
          12     2.35000       COMB4         Min      0.0127    -21.0467        12-5     0.35000 
          12     0.15000       COMB5         Max  -3.534E-04     68.7008        12-1     0.15000 
          12     0.50000       COMB5         Max  -3.667E-04     36.4384        12-1     0.50000 
          12     0.50000       COMB5         Max  -3.667E-04     36.4384        12-2     0.00000 
          12     1.00000       COMB5         Max  -3.856E-04      1.9270        12-2     0.50000 
          12     1.00000       COMB5         Max  -3.856E-04      1.9270        12-3     0.00000 
          12     1.25000       COMB5         Max  -3.951E-04     -9.2863        12-3     0.25000 
          12     1.50000       COMB5         Max  -4.045E-04    -21.8169        12-3     0.50000 
          12     1.50000       COMB5         Max  -4.045E-04    -21.8169        12-4     0.00000 
          12     2.00000       COMB5         Max  -4.234E-04    -34.8103        12-4     0.50000 
          12     2.00000       COMB5         Max  -4.234E-04    -34.8103        12-5     0.00000 
          12     2.35000       COMB5         Max  -4.367E-04    -35.8349        12-5     0.35000 
          12     0.15000       COMB5         Min  -3.534E-04     68.7008        12-1     0.15000 
          12     0.50000       COMB5         Min  -3.667E-04     36.4384        12-1     0.50000 
          12     0.50000       COMB5         Min  -3.667E-04     36.4384        12-2     0.00000 
          12     1.00000       COMB5         Min  -3.856E-04      1.9270        12-2     0.50000 
          12     1.00000       COMB5         Min  -3.856E-04      1.9270        12-3     0.00000 
          12     1.25000       COMB5         Min  -3.951E-04     -9.2863        12-3     0.25000 
          12     1.50000       COMB5         Min  -4.045E-04    -21.8169        12-3     0.50000 
          12     1.50000       COMB5         Min  -4.045E-04    -21.8169        12-4     0.00000 
          12     2.00000       COMB5         Min  -4.234E-04    -34.8103        12-4     0.50000 
          12     2.00000       COMB5         Min  -4.234E-04    -34.8103        12-5     0.00000 
          12     2.35000       COMB5         Min  -4.367E-04    -35.8349        12-5     0.35000 
          12     0.15000       COMB6         Max     -0.0313     62.5208        12-1     0.15000 
          12     0.50000       COMB6         Max     -0.0242     32.2362        12-1     0.50000 
          12     0.50000       COMB6         Max     -0.0242     32.2362        12-2     0.00000 
          12     1.00000       COMB6         Max     -0.0141      0.5365        12-2     0.50000 
          12     1.00000       COMB6         Max     -0.0141      0.5365        12-3     0.00000 
          12     1.25000       COMB6         Max     -0.0091     -9.2768        12-3     0.25000 
          12     1.50000       COMB6         Max     -0.0041    -20.4073        12-3     0.50000 
          12     1.50000       COMB6         Max     -0.0041    -20.4073        12-4     0.00000 
          12     2.00000       COMB6         Max      0.0060    -30.6106        12-4     0.50000 
          12     2.00000       COMB6         Max      0.0060    -30.6106        12-5     0.00000 
          12     2.35000       COMB6         Max      0.0131    -29.6877        12-5     0.35000 
          12     0.15000       COMB6         Min     -0.0313     62.5208        12-1     0.15000 
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          12     0.50000       COMB6         Min     -0.0242     32.2362        12-1     0.50000 
          12     0.50000       COMB6         Min     -0.0242     32.2362        12-2     0.00000 
          12     1.00000       COMB6         Min     -0.0141      0.5365        12-2     0.50000 
          12     1.00000       COMB6         Min     -0.0141      0.5365        12-3     0.00000 
          12     1.25000       COMB6         Min     -0.0091     -9.2768        12-3     0.25000 
          12     1.50000       COMB6         Min     -0.0041    -20.4073        12-3     0.50000 
          12     1.50000       COMB6         Min     -0.0041    -20.4073        12-4     0.00000 
          12     2.00000       COMB6         Min      0.0060    -30.6106        12-4     0.50000 
          12     2.00000       COMB6         Min      0.0060    -30.6106        12-5     0.00000 
          12     2.35000       COMB6         Min      0.0131    -29.6877        12-5     0.35000 
          12     0.15000       COMB7         Max     -0.0027     55.5068        12-1     0.15000 
          12     0.50000       COMB7         Max     -0.0021     28.3481        12-1     0.50000 
          12     0.50000       COMB7         Max     -0.0021     28.3481        12-2     0.00000 
          12     1.00000       COMB7         Max     -0.0012      0.1376        12-2     0.50000 
          12     1.00000       COMB7         Max     -0.0012      0.1376        12-3     0.00000 
          12     1.25000       COMB7         Max  -7.431E-04     -8.4183        12-3     0.25000 
          12     1.50000       COMB7         Max  -2.963E-04    -18.2914        12-3     0.50000 
          12     1.50000       COMB7         Max  -2.963E-04    -18.2914        12-4     0.00000 
          12     2.00000       COMB7         Max   5.971E-04    -26.9523        12-4     0.50000 
          12     2.00000       COMB7         Max   5.971E-04    -26.9523        12-5     0.00000 
          12     2.35000       COMB7         Max      0.0012    -25.6296        12-5     0.35000 
          12     0.15000       COMB7         Min     -0.0027     55.5068        12-1     0.15000 
          12     0.50000       COMB7         Min     -0.0021     28.3481        12-1     0.50000 
          12     0.50000       COMB7         Min     -0.0021     28.3481        12-2     0.00000 
          12     1.00000       COMB7         Min     -0.0012      0.1376        12-2     0.50000 
          12     1.00000       COMB7         Min     -0.0012      0.1376        12-3     0.00000 
          12     1.25000       COMB7         Min  -7.431E-04     -8.4183        12-3     0.25000 
          12     1.50000       COMB7         Min  -2.963E-04    -18.2914        12-3     0.50000 
          12     1.50000       COMB7         Min  -2.963E-04    -18.2914        12-4     0.00000 
          12     2.00000       COMB7         Min   5.971E-04    -26.9523        12-4     0.50000 
          12     2.00000       COMB7         Min   5.971E-04    -26.9523        12-5     0.00000 
          12     2.35000       COMB7         Min      0.0012    -25.6296        12-5     0.35000 
          12     0.15000       COMB8         Max     -0.0038     68.0238        12-1     0.15000 
          12     0.50000       COMB8         Max     -0.0029     35.7091        12-1     0.50000 
          12     0.50000       COMB8         Max     -0.0029     35.7091        12-2     0.00000 
          12     1.00000       COMB8         Max     -0.0017      1.4147        12-2     0.50000 
          12     1.00000       COMB8         Max     -0.0017      1.4147        12-3     0.00000 
          12     1.25000       COMB8         Max     -0.0011     -9.5441        12-3     0.25000 
          12     1.50000       COMB8         Max  -4.568E-04    -21.8200        12-3     0.50000 
          12     1.50000       COMB8         Max  -4.568E-04    -21.8200        12-4     0.00000 
          12     2.00000       COMB8         Max   7.655E-04    -34.0120        12-4     0.50000 
          12     2.00000       COMB8         Max   7.655E-04    -34.0120        12-5     0.00000 
          12     2.35000       COMB8         Max      0.0016    -34.2706        12-5     0.35000 
          12     0.15000       COMB8         Min     -0.0038     68.0238        12-1     0.15000 
          12     0.50000       COMB8         Min     -0.0029     35.7091        12-1     0.50000 
          12     0.50000       COMB8         Min     -0.0029     35.7091        12-2     0.00000 
          12     1.00000       COMB8         Min     -0.0017      1.4147        12-2     0.50000 
          12     1.00000       COMB8         Min     -0.0017      1.4147        12-3     0.00000 
          12     1.25000       COMB8         Min     -0.0011     -9.5441        12-3     0.25000 
          12     1.50000       COMB8         Min  -4.568E-04    -21.8200        12-3     0.50000 
          12     1.50000       COMB8         Min  -4.568E-04    -21.8200        12-4     0.00000 
          12     2.00000       COMB8         Min   7.655E-04    -34.0120        12-4     0.50000 
          12     2.00000       COMB8         Min   7.655E-04    -34.0120        12-5     0.00000 
          12     2.35000       COMB8         Min      0.0016    -34.2706        12-5     0.35000 
          12     0.15000       COMB9         Max  -4.236E-04     52.3809        12-1     0.15000 
          12     0.50000       COMB9         Max  -3.577E-04     26.5063        12-1     0.50000 
          12     0.50000       COMB9         Max  -3.577E-04     26.5063        12-2     0.00000 
          12     1.00000       COMB9         Max  -2.634E-04     -0.1861        12-2     0.50000 
          12     1.00000       COMB9         Max  -2.634E-04     -0.1861        12-3     0.00000 
          12     1.25000       COMB9         Max  -2.163E-04     -8.1406        12-3     0.25000 
          12     1.50000       COMB9         Max  -1.692E-04    -17.4123        12-3     0.50000 
          12     1.50000       COMB9         Max  -1.692E-04    -17.4123        12-4     0.00000 
          12     2.00000       COMB9         Max  -7.499E-05    -25.1848        12-4     0.50000 
          12     2.00000       COMB9         Max  -7.499E-05    -25.1848        12-5     0.00000 
          12     2.35000       COMB9         Max  -9.030E-06    -23.4599        12-5     0.35000 
          12     0.15000       COMB9         Min  -4.236E-04     52.3809        12-1     0.15000 
          12     0.50000       COMB9         Min  -3.577E-04     26.5063        12-1     0.50000 
          12     0.50000       COMB9         Min  -3.577E-04     26.5063        12-2     0.00000 
          12     1.00000       COMB9         Min  -2.634E-04     -0.1861        12-2     0.50000 
          12     1.00000       COMB9         Min  -2.634E-04     -0.1861        12-3     0.00000 
          12     1.25000       COMB9         Min  -2.163E-04     -8.1406        12-3     0.25000 
          12     1.50000       COMB9         Min  -1.692E-04    -17.4123        12-3     0.50000 
          12     1.50000       COMB9         Min  -1.692E-04    -17.4123        12-4     0.00000 
          12     2.00000       COMB9         Min  -7.499E-05    -25.1848        12-4     0.50000 
          12     2.00000       COMB9         Min  -7.499E-05    -25.1848        12-5     0.00000 
          12     2.35000       COMB9         Min  -9.030E-06    -23.4599        12-5     0.35000 
          12     0.15000      COMB10         Max     -0.0313     46.2009        12-1     0.15000 
          12     0.50000      COMB10         Max     -0.0242     22.3040        12-1     0.50000 
          12     0.50000      COMB10         Max     -0.0242     22.3040        12-2     0.00000 
          12     1.00000      COMB10         Max     -0.0140     -1.5765        12-2     0.50000 
          12     1.00000      COMB10         Max     -0.0140     -1.5765        12-3     0.00000 
          12     1.25000      COMB10         Max     -0.0089     -8.1310        12-3     0.25000 
          12     1.50000      COMB10         Max     -0.0038    -16.0027        12-3     0.50000 
          12     1.50000      COMB10         Max     -0.0038    -16.0027        12-4     0.00000 
          12     2.00000      COMB10         Max      0.0064    -20.9851        12-4     0.50000 
          12     2.00000      COMB10         Max      0.0064    -20.9851        12-5     0.00000 
          12     2.35000      COMB10         Max      0.0135    -17.3127        12-5     0.35000 
          12     0.15000      COMB10         Min     -0.0313     46.2009        12-1     0.15000 
          12     0.50000      COMB10         Min     -0.0242     22.3040        12-1     0.50000 
          12     0.50000      COMB10         Min     -0.0242     22.3040        12-2     0.00000 
          12     1.00000      COMB10         Min     -0.0140     -1.5765        12-2     0.50000 
          12     1.00000      COMB10         Min     -0.0140     -1.5765        12-3     0.00000 
          12     1.25000      COMB10         Min     -0.0089     -8.1310        12-3     0.25000 
          12     1.50000      COMB10         Min     -0.0038    -16.0027        12-3     0.50000 
          12     1.50000      COMB10         Min     -0.0038    -16.0027        12-4     0.00000 
          12     2.00000      COMB10         Min      0.0064    -20.9851        12-4     0.50000 
          12     2.00000      COMB10         Min      0.0064    -20.9851        12-5     0.00000 
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          12     2.35000      COMB10         Min      0.0135    -17.3127        12-5     0.35000 
          12     0.15000      COMB11         Max     -0.0015     64.8979        12-1     0.15000 
          12     0.50000      COMB11         Max     -0.0012     33.8673        12-1     0.50000 
          12     0.50000      COMB11         Max     -0.0012     33.8673        12-2     0.00000 
          12     1.00000      COMB11         Max  -7.527E-04      1.0910        12-2     0.50000 
          12     1.00000      COMB11         Max  -7.527E-04      1.0910        12-3     0.00000 
          12     1.25000      COMB11         Max  -5.412E-04     -9.2663        12-3     0.25000 
          12     1.50000      COMB11         Max  -3.297E-04    -20.9409        12-3     0.50000 
          12     1.50000      COMB11         Max  -3.297E-04    -20.9409        12-4     0.00000 
          12     2.00000      COMB11         Max   9.340E-05    -32.2445        12-4     0.50000 
          12     2.00000      COMB11         Max   9.340E-05    -32.2445        12-5     0.00000 
          12     2.35000      COMB11         Max   3.895E-04    -32.1008        12-5     0.35000 
          12     0.15000      COMB11         Min     -0.0015     64.8979        12-1     0.15000 
          12     0.50000      COMB11         Min     -0.0012     33.8673        12-1     0.50000 
          12     0.50000      COMB11         Min     -0.0012     33.8673        12-2     0.00000 
          12     1.00000      COMB11         Min  -7.527E-04      1.0910        12-2     0.50000 
          12     1.00000      COMB11         Min  -7.527E-04      1.0910        12-3     0.00000 
          12     1.25000      COMB11         Min  -5.412E-04     -9.2663        12-3     0.25000 
          12     1.50000      COMB11         Min  -3.297E-04    -20.9409        12-3     0.50000 
          12     1.50000      COMB11         Min  -3.297E-04    -20.9409        12-4     0.00000 
          12     2.00000      COMB11         Min   9.340E-05    -32.2445        12-4     0.50000 
          12     2.00000      COMB11         Min   9.340E-05    -32.2445        12-5     0.00000 
          12     2.35000      COMB11         Min   3.895E-04    -32.1008        12-5     0.35000 
          12     0.15000      COMB12         Max     -0.0324     58.7179        12-1     0.15000 
          12     0.50000      COMB12         Max     -0.0250     29.6650        12-1     0.50000 
          12     0.50000      COMB12         Max     -0.0250     29.6650        12-2     0.00000 
          12     1.00000      COMB12         Max     -0.0145     -0.2994        12-2     0.50000 
          12     1.00000      COMB12         Max     -0.0145     -0.2994        12-3     0.00000 
          12     1.25000      COMB12         Max     -0.0092     -9.2568        12-3     0.25000 
          12     1.50000      COMB12         Max     -0.0040    -19.5314        12-3     0.50000 
          12     1.50000      COMB12         Max     -0.0040    -19.5314        12-4     0.00000 
          12     2.00000      COMB12         Max      0.0065    -28.0448        12-4     0.50000 
          12     2.00000      COMB12         Max      0.0065    -28.0448        12-5     0.00000 
          12     2.35000      COMB12         Max      0.0139    -25.9536        12-5     0.35000 
          12     0.15000      COMB12         Min     -0.0324     58.7179        12-1     0.15000 
          12     0.50000      COMB12         Min     -0.0250     29.6650        12-1     0.50000 
          12     0.50000      COMB12         Min     -0.0250     29.6650        12-2     0.00000 
          12     1.00000      COMB12         Min     -0.0145     -0.2994        12-2     0.50000 
          12     1.00000      COMB12         Min     -0.0145     -0.2994        12-3     0.00000 
          12     1.25000      COMB12         Min     -0.0092     -9.2568        12-3     0.25000 
          12     1.50000      COMB12         Min     -0.0040    -19.5314        12-3     0.50000 
          12     1.50000      COMB12         Min     -0.0040    -19.5314        12-4     0.00000 
          12     2.00000      COMB12         Min      0.0065    -28.0448        12-4     0.50000 
          12     2.00000      COMB12         Min      0.0065    -28.0448        12-5     0.00000 
          12     2.35000      COMB12         Min      0.0139    -25.9536        12-5     0.35000 
          12     0.15000      COMB13         Max      0.1876     70.3076        12-1     0.15000 
          12     0.50000      COMB13         Max      0.1012     37.2805        12-1     0.50000 
          12     0.50000      COMB13         Max      0.1012     37.2805        12-2     0.00000 
          12     1.00000      COMB13         Max      0.2456      1.9533        12-2     0.50000 
          12     1.00000      COMB13         Max      0.2456      1.9533        12-3     0.00000 
          12     1.25000      COMB13         Max      0.2208     -9.5295        12-3     0.25000 
          12     1.50000      COMB13         Max      0.1983    -22.1859        12-3     0.50000 
          12     1.50000      COMB13         Max      0.1983    -22.1859        12-4     0.00000 
          12     2.00000      COMB13         Max      0.1183    -35.0027        12-4     0.50000 
          12     2.00000      COMB13         Max      0.1183    -35.0027        12-5     0.00000 
          12     2.35000      COMB13         Max      0.3413    -35.6718        12-5     0.35000 
          12     0.15000      COMB13         Min     -0.1940     69.5430        12-1     0.15000 
          12     0.50000      COMB13         Min     -0.1061     36.7089        12-1     0.50000 
          12     0.50000      COMB13         Min     -0.1061     36.7089        12-2     0.00000 
          12     1.00000      COMB13         Min     -0.2486      1.7121        12-2     0.50000 
          12     1.00000      COMB13         Min     -0.2486      1.7121        12-3     0.00000 
          12     1.25000      COMB13         Min     -0.2228     -9.5786        12-3     0.25000 
          12     1.50000      COMB13         Min     -0.1993    -22.3302        12-3     0.50000 
          12     1.50000      COMB13         Min     -0.1993    -22.3302        12-4     0.00000 
          12     2.00000      COMB13         Min     -0.1172    -35.5871        12-4     0.50000 
          12     2.00000      COMB13         Min     -0.1172    -35.5871        12-5     0.00000 
          12     2.35000      COMB13         Min     -0.3389    -36.6034        12-5     0.35000 
          12     0.15000      COMB14         Max      0.2326     88.7883        12-1     0.15000 
          12     0.50000      COMB14         Max      0.1402     49.8224        12-1     0.50000 
          12     0.50000      COMB14         Max      0.1402     49.8224        12-2     0.00000 
          12     1.00000      COMB14         Max      0.1611      6.0784        12-2     0.50000 
          12     1.00000      COMB14         Max      0.1611      6.0784        12-3     0.00000 
          12     1.25000      COMB14         Max      0.1603     -9.5261        12-3     0.25000 
          12     1.50000      COMB14         Max      0.1670    -17.9564        12-3     0.50000 
          12     1.50000      COMB14         Max      0.1670    -17.9564        12-4     0.00000 
          12     2.00000      COMB14         Max      0.0858    -22.4747        12-4     0.50000 
          12     2.00000      COMB14         Max      0.0858    -22.4747        12-5     0.00000 
          12     2.35000      COMB14         Max      0.1489    -17.3708        12-5     0.35000 
          12     0.15000      COMB14         Min     -0.2389     51.0623        12-1     0.15000 
          12     0.50000      COMB14         Min     -0.1452     24.1670        12-1     0.50000 
          12     0.50000      COMB14         Min     -0.1452     24.1670        12-2     0.00000 
          12     1.00000      COMB14         Min     -0.1641     -2.4130        12-2     0.50000 
          12     1.00000      COMB14         Min     -0.1641     -2.4130        12-3     0.00000 
          12     1.25000      COMB14         Min     -0.1622     -9.5821        12-3     0.25000 
          12     1.50000      COMB14         Min     -0.1679    -26.5597        12-3     0.50000 
          12     1.50000      COMB14         Min     -0.1679    -26.5597        12-4     0.00000 
          12     2.00000      COMB14         Min     -0.0847    -48.1151        12-4     0.50000 
          12     2.00000      COMB14         Min     -0.0847    -48.1151        12-5     0.00000 
          12     2.35000      COMB14         Min     -0.1465    -54.9043        12-5     0.35000 
          12     0.15000         INV         Max      0.2326     88.7883        12-1     0.15000 
          12     0.50000         INV         Max      0.1402     49.8224        12-1     0.50000 
          12     0.50000         INV         Max      0.1402     49.8224        12-2     0.00000 
          12     1.00000         INV         Max      0.2456      6.0784        12-2     0.50000 
          12     1.00000         INV         Max      0.2456      6.0784        12-3     0.00000 
          12     1.25000         INV         Max      0.2208     -8.1310        12-3     0.25000 
          12     1.50000         INV         Max      0.1983    -16.0027        12-3     0.50000 
          12     1.50000         INV         Max      0.1983    -16.0027        12-4     0.00000 
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          12     2.00000         INV         Max      0.1183    -20.9851        12-4     0.50000 
          12     2.00000         INV         Max      0.1183    -20.9851        12-5     0.00000 
          12     2.35000         INV         Max      0.3413    -17.3127        12-5     0.35000 
          12     0.15000         INV         Min     -0.2389     46.2009        12-1     0.15000 
          12     0.50000         INV         Min     -0.1452     22.3040        12-1     0.50000 
          12     0.50000         INV         Min     -0.1452     22.3040        12-2     0.00000 
          12     1.00000         INV         Min     -0.2486     -2.4130        12-2     0.50000 
          12     1.00000         INV         Min     -0.2486     -2.4130        12-3     0.00000 
          12     1.25000         INV         Min     -0.2228     -9.5821        12-3     0.25000 
          12     1.50000         INV         Min     -0.1993    -26.5597        12-3     0.50000 
          12     1.50000         INV         Min     -0.1993    -26.5597        12-4     0.00000 
          12     2.00000         INV         Min     -0.1172    -48.1151        12-4     0.50000 
          12     2.00000         INV         Min     -0.1172    -48.1151        12-5     0.00000 
          12     2.35000         INV         Min     -0.3389    -54.9043        12-5     0.35000 
          13     0.15000          PP               2.968E-05     19.1423        13-1     0.15000 
          13     0.50000          PP               2.303E-05      5.4064        13-1     0.50000 
          13     0.50000          PP               2.303E-05      5.4064        13-2     0.00000 
          13     1.00000          PP               1.354E-05     -5.7078        13-2     0.50000 
          13     1.00000          PP               1.354E-05     -5.7078        13-3     0.00000 
          13     1.25000          PP               8.790E-06     -6.8123        13-3     0.25000 
          13     1.50000          PP               4.043E-06     -8.9215        13-3     0.50000 
          13     1.50000          PP               4.043E-06     -8.9215        13-4     0.00000 
          13     2.00000          PP              -5.451E-06     -4.2370        13-4     0.50000 
          13     2.00000          PP              -5.451E-06     -4.2370        13-5     0.00000 
          13     2.35000          PP              -1.210E-05      4.9936        13-5     0.35000 
          13     0.15000        PERM               5.035E-05      7.9386        13-1     0.15000 
          13     0.50000        PERM               3.908E-05      3.5883        13-1     0.50000 
          13     0.50000        PERM               3.908E-05      3.5883        13-2     0.00000 
          13     1.00000        PERM               2.297E-05     -0.5832        13-2     0.50000 
          13     1.00000        PERM               2.297E-05     -0.5832        13-3     0.00000 
          13     1.25000        PERM               1.491E-05     -1.5859        13-3     0.25000 
          13     1.50000        PERM               6.860E-06     -2.9011        13-3     0.50000 
          13     1.50000        PERM               6.860E-06     -2.9011        13-4     0.00000 
          13     2.00000        PERM              -9.248E-06     -3.3672        13-4     0.50000 
          13     2.00000        PERM              -9.248E-06     -3.3672        13-5     0.00000 
          13     2.35000        PERM              -2.052E-05     -2.2664        13-5     0.35000 
          13     0.15000        NEVE               3.445E-05      5.4158        13-1     0.15000 
          13     0.50000        NEVE               2.674E-05      2.5291        13-1     0.50000 
          13     0.50000        NEVE               2.674E-05      2.5291        13-2     0.00000 
          13     1.00000        NEVE               1.571E-05     -0.3251        13-2     0.50000 
          13     1.00000        NEVE               1.571E-05     -0.3251        13-3     0.00000 
          13     1.25000        NEVE               1.020E-05     -1.1180        13-3     0.25000 
          13     1.50000        NEVE               4.694E-06     -1.9110        13-3     0.50000 
          13     1.50000        NEVE               4.694E-06     -1.9110        13-4     0.00000 
          13     2.00000        NEVE              -6.328E-06     -2.2299        13-4     0.50000 
          13     2.00000        NEVE              -6.328E-06     -2.2299        13-5     0.00000 
          13     2.35000        NEVE              -1.404E-05     -1.5665        13-5     0.35000 
          13     0.15000      VENTOX               3.599E-04     -1.3310        13-1     0.15000 
          13     0.50000      VENTOX               2.793E-04     -0.6205        13-1     0.50000 
          13     0.50000      VENTOX               2.793E-04     -0.6205        13-2     0.00000 
          13     1.00000      VENTOX               1.642E-04      0.0813        13-2     0.50000 
          13     1.00000      VENTOX               1.642E-04      0.0813        13-3     0.00000 
          13     1.25000      VENTOX               1.066E-04      0.2758        13-3     0.25000 
          13     1.50000      VENTOX               4.904E-05      0.4703        13-3     0.50000 
          13     1.50000      VENTOX               4.904E-05      0.4703        13-4     0.00000 
          13     2.00000      VENTOX              -6.611E-05      0.5467        13-4     0.50000 
          13     2.00000      VENTOX              -6.611E-05      0.5467        13-5     0.00000 
          13     2.35000      VENTOX              -1.467E-04      0.3815        13-5     0.35000 
          13     0.15000      VENTOY                 -0.0038     -7.1880        13-1     0.15000 
          13     0.50000      VENTOY                 -0.0020     -4.6094        13-1     0.50000 
          13     0.50000      VENTOY                 -0.0020     -4.6094        13-2     0.00000 
          13     1.00000      VENTOY               7.057E-04     -1.2450        13-2     0.50000 
          13     1.00000      VENTOY               7.057E-04     -1.2450        13-3     0.00000 
          13     1.25000      VENTOY                  0.0020      0.2787        13-3     0.25000 
          13     1.50000      VENTOY                  0.0034      1.8024        13-3     0.50000 
          13     1.50000      VENTOY                  0.0034      1.8024        13-4     0.00000 
          13     2.00000      VENTOY                  0.0061      4.5348        13-4     0.50000 
          13     2.00000      VENTOY                  0.0061      4.5348        13-5     0.00000 
          13     2.35000      VENTOY                  0.0079      6.2284        13-5     0.35000 
          13     0.15000      SISMAX         Max      0.3205      0.3388        13-1     0.15000 
          13     0.50000      SISMAX         Max      0.0864      0.2054        13-1     0.50000 
          13     0.50000      SISMAX         Max      0.0864      0.2054        13-2     0.00000 
          13     1.00000      SISMAX         Max      0.2710      0.0428        13-2     0.50000 
          13     1.00000      SISMAX         Max      0.2710      0.0428        13-3     0.00000 
          13     1.25000      SISMAX         Max      0.2557      0.0246        13-3     0.25000 
          13     1.50000      SISMAX         Max      0.2415      0.0919        13-3     0.50000 
          13     1.50000      SISMAX         Max      0.2415      0.0919        13-4     0.00000 
          13     2.00000      SISMAX         Max      0.0762      0.1988        13-4     0.50000 
          13     2.00000      SISMAX         Max      0.0762      0.1988        13-5     0.00000 
          13     2.35000      SISMAX         Max      0.3861      0.2542        13-5     0.35000 
          13     0.15000      SISMAY         Max      0.1593     17.3003        13-1     0.15000 
          13     0.50000      SISMAY         Max      0.0952     11.7822        13-1     0.50000 
          13     0.50000      SISMAY         Max      0.0952     11.7822        13-2     0.00000 
          13     1.00000      SISMAY         Max      0.1233      3.9170        13-2     0.50000 
          13     1.00000      SISMAY         Max      0.1233      3.9170        13-3     0.00000 
          13     1.25000      SISMAY         Max      0.1368      0.0091        13-3     0.25000 
          13     1.50000      SISMAY         Max      0.1548      3.9351        13-3     0.50000 
          13     1.50000      SISMAY         Max      0.1548      3.9351        13-4     0.00000 
          13     2.00000      SISMAY         Max      0.1088     11.7798        13-4     0.50000 
          13     2.00000      SISMAY         Max      0.1088     11.7798        13-5     0.00000 
          13     2.35000      SISMAY         Max      0.0433     17.2691        13-5     0.35000 
          13     0.15000        TERM               2.221E-04      1.0916        13-1     0.15000 
          13     0.50000        TERM               1.723E-04      0.7353        13-1     0.50000 
          13     0.50000        TERM               1.723E-04      0.7353        13-2     0.00000 
          13     1.00000        TERM               1.013E-04      0.2363        13-2     0.50000 
          13     1.00000        TERM               1.013E-04      0.2363        13-3     0.00000 
          13     1.25000        TERM               6.577E-05     -0.0084        13-3     0.25000 
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          13     1.50000        TERM               3.025E-05     -0.2530        13-3     0.50000 
          13     1.50000        TERM               3.025E-05     -0.2530        13-4     0.00000 
          13     2.00000        TERM              -4.079E-05     -0.7331        13-4     0.50000 
          13     2.00000        TERM              -4.079E-05     -0.7331        13-5     0.00000 
          13     2.35000        TERM              -9.052E-05     -1.0628        13-5     0.35000 
          13     0.15000       COMB1         Max   3.021E-04     28.1725        13-1     0.15000 
          13     0.50000       COMB1         Max   2.344E-04      9.7299        13-1     0.50000 
          13     0.50000       COMB1         Max   2.344E-04      9.7299        13-2     0.00000 
          13     1.00000       COMB1         Max   1.378E-04     -6.0547        13-2     0.50000 
          13     1.00000       COMB1         Max   1.378E-04     -6.0547        13-3     0.00000 
          13     1.25000       COMB1         Max   8.948E-05     -8.4066        13-3     0.25000 
          13     1.50000       COMB1         Max   4.116E-05    -12.0756        13-3     0.50000 
          13     1.50000       COMB1         Max   4.116E-05    -12.0756        13-4     0.00000 
          13     2.00000       COMB1         Max  -5.549E-05     -8.3373        13-4     0.50000 
          13     2.00000       COMB1         Max  -5.549E-05     -8.3373        13-5     0.00000 
          13     2.35000       COMB1         Max  -1.231E-04      1.6644        13-5     0.35000 
          13     0.15000       COMB1         Min   3.021E-04     28.1725        13-1     0.15000 
          13     0.50000       COMB1         Min   2.344E-04      9.7299        13-1     0.50000 
          13     0.50000       COMB1         Min   2.344E-04      9.7299        13-2     0.00000 
          13     1.00000       COMB1         Min   1.378E-04     -6.0547        13-2     0.50000 
          13     1.00000       COMB1         Min   1.378E-04     -6.0547        13-3     0.00000 
          13     1.25000       COMB1         Min   8.948E-05     -8.4066        13-3     0.25000 
          13     1.50000       COMB1         Min   4.116E-05    -12.0756        13-3     0.50000 
          13     1.50000       COMB1         Min   4.116E-05    -12.0756        13-4     0.00000 
          13     2.00000       COMB1         Min  -5.549E-05     -8.3373        13-4     0.50000 
          13     2.00000       COMB1         Min  -5.549E-05     -8.3373        13-5     0.00000 
          13     2.35000       COMB1         Min  -1.231E-04      1.6644        13-5     0.35000 
          13     0.15000       COMB2         Max   3.365E-04     33.5883        13-1     0.15000 
          13     0.50000       COMB2         Max   2.612E-04     12.2590        13-1     0.50000 
          13     0.50000       COMB2         Max   2.612E-04     12.2590        13-2     0.00000 
          13     1.00000       COMB2         Max   1.535E-04     -6.3797        13-2     0.50000 
          13     1.00000       COMB2         Max   1.535E-04     -6.3797        13-3     0.00000 
          13     1.25000       COMB2         Max   9.968E-05     -9.5246        13-3     0.25000 
          13     1.50000       COMB2         Max   4.585E-05    -13.9866        13-3     0.50000 
          13     1.50000       COMB2         Max   4.585E-05    -13.9866        13-4     0.00000 
          13     2.00000       COMB2         Max  -6.181E-05    -10.5671        13-4     0.50000 
          13     2.00000       COMB2         Max  -6.181E-05    -10.5671        13-5     0.00000 
          13     2.35000       COMB2         Max  -1.372E-04      0.0979        13-5     0.35000 
          13     0.15000       COMB2         Min   3.365E-04     33.5883        13-1     0.15000 
          13     0.50000       COMB2         Min   2.612E-04     12.2590        13-1     0.50000 
          13     0.50000       COMB2         Min   2.612E-04     12.2590        13-2     0.00000 
          13     1.00000       COMB2         Min   1.535E-04     -6.3797        13-2     0.50000 
          13     1.00000       COMB2         Min   1.535E-04     -6.3797        13-3     0.00000 
          13     1.25000       COMB2         Min   9.968E-05     -9.5246        13-3     0.25000 
          13     1.50000       COMB2         Min   4.585E-05    -13.9866        13-3     0.50000 
          13     1.50000       COMB2         Min   4.585E-05    -13.9866        13-4     0.00000 
          13     2.00000       COMB2         Min  -6.181E-05    -10.5671        13-4     0.50000 
          13     2.00000       COMB2         Min  -6.181E-05    -10.5671        13-5     0.00000 
          13     2.35000       COMB2         Min  -1.372E-04      0.0979        13-5     0.35000 
          13     0.15000       COMB3         Max   6.620E-04     26.8414        13-1     0.15000 
          13     0.50000       COMB3         Max   5.138E-04      9.1094        13-1     0.50000 
          13     0.50000       COMB3         Max   5.138E-04      9.1094        13-2     0.00000 
          13     1.00000       COMB3         Max   3.020E-04     -5.9734        13-2     0.50000 
          13     1.00000       COMB3         Max   3.020E-04     -5.9734        13-3     0.00000 
          13     1.25000       COMB3         Max   1.961E-04     -8.1308        13-3     0.25000 
          13     1.50000       COMB3         Max   9.019E-05    -11.6053        13-3     0.50000 
          13     1.50000       COMB3         Max   9.019E-05    -11.6053        13-4     0.00000 
          13     2.00000       COMB3         Max  -1.216E-04     -7.7906        13-4     0.50000 
          13     2.00000       COMB3         Max  -1.216E-04     -7.7906        13-5     0.00000 
          13     2.35000       COMB3         Max  -2.699E-04      2.0459        13-5     0.35000 
          13     0.15000       COMB3         Min   6.620E-04     26.8414        13-1     0.15000 
          13     0.50000       COMB3         Min   5.138E-04      9.1094        13-1     0.50000 
          13     0.50000       COMB3         Min   5.138E-04      9.1094        13-2     0.00000 
          13     1.00000       COMB3         Min   3.020E-04     -5.9734        13-2     0.50000 
          13     1.00000       COMB3         Min   3.020E-04     -5.9734        13-3     0.00000 
          13     1.25000       COMB3         Min   1.961E-04     -8.1308        13-3     0.25000 
          13     1.50000       COMB3         Min   9.019E-05    -11.6053        13-3     0.50000 
          13     1.50000       COMB3         Min   9.019E-05    -11.6053        13-4     0.00000 
          13     2.00000       COMB3         Min  -1.216E-04     -7.7906        13-4     0.50000 
          13     2.00000       COMB3         Min  -1.216E-04     -7.7906        13-5     0.00000 
          13     2.35000       COMB3         Min  -2.699E-04      2.0459        13-5     0.35000 
          13     0.15000       COMB4         Max     -0.0035     20.9845        13-1     0.15000 
          13     0.50000       COMB4         Max     -0.0017      5.1205        13-1     0.50000 
          13     0.50000       COMB4         Max     -0.0017      5.1205        13-2     0.00000 
          13     1.00000       COMB4         Max   8.435E-04     -7.2996        13-2     0.50000 
          13     1.00000       COMB4         Max   8.435E-04     -7.2996        13-3     0.00000 
          13     1.25000       COMB4         Max      0.0021     -8.1278        13-3     0.25000 
          13     1.50000       COMB4         Max      0.0034    -10.2732        13-3     0.50000 
          13     1.50000       COMB4         Max      0.0034    -10.2732        13-4     0.00000 
          13     2.00000       COMB4         Max      0.0060     -3.8025        13-4     0.50000 
          13     2.00000       COMB4         Max      0.0060     -3.8025        13-5     0.00000 
          13     2.35000       COMB4         Max      0.0078      7.8927        13-5     0.35000 
          13     0.15000       COMB4         Min     -0.0035     20.9845        13-1     0.15000 
          13     0.50000       COMB4         Min     -0.0017      5.1205        13-1     0.50000 
          13     0.50000       COMB4         Min     -0.0017      5.1205        13-2     0.00000 
          13     1.00000       COMB4         Min   8.435E-04     -7.2996        13-2     0.50000 
          13     1.00000       COMB4         Min   8.435E-04     -7.2996        13-3     0.00000 
          13     1.25000       COMB4         Min      0.0021     -8.1278        13-3     0.25000 
          13     1.50000       COMB4         Min      0.0034    -10.2732        13-3     0.50000 
          13     1.50000       COMB4         Min      0.0034    -10.2732        13-4     0.00000 
          13     2.00000       COMB4         Min      0.0060     -3.8025        13-4     0.50000 
          13     2.00000       COMB4         Min      0.0060     -3.8025        13-5     0.00000 
          13     2.35000       COMB4         Min      0.0078      7.8927        13-5     0.35000 
          13     0.15000       COMB5         Max   6.965E-04     32.2573        13-1     0.15000 
          13     0.50000       COMB5         Max   5.405E-04     11.6385        13-1     0.50000 
          13     0.50000       COMB5         Max   5.405E-04     11.6385        13-2     0.00000 
          13     1.00000       COMB5         Max   3.177E-04     -6.2984        13-2     0.50000 
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          13     1.00000       COMB5         Max   3.177E-04     -6.2984        13-3     0.00000 
          13     1.25000       COMB5         Max   2.063E-04     -9.2488        13-3     0.25000 
          13     1.50000       COMB5         Max   9.489E-05    -13.5163        13-3     0.50000 
          13     1.50000       COMB5         Max   9.489E-05    -13.5163        13-4     0.00000 
          13     2.00000       COMB5         Max  -1.279E-04    -10.0204        13-4     0.50000 
          13     2.00000       COMB5         Max  -1.279E-04    -10.0204        13-5     0.00000 
          13     2.35000       COMB5         Max  -2.839E-04      0.4793        13-5     0.35000 
          13     0.15000       COMB5         Min   6.965E-04     32.2573        13-1     0.15000 
          13     0.50000       COMB5         Min   5.405E-04     11.6385        13-1     0.50000 
          13     0.50000       COMB5         Min   5.405E-04     11.6385        13-2     0.00000 
          13     1.00000       COMB5         Min   3.177E-04     -6.2984        13-2     0.50000 
          13     1.00000       COMB5         Min   3.177E-04     -6.2984        13-3     0.00000 
          13     1.25000       COMB5         Min   2.063E-04     -9.2488        13-3     0.25000 
          13     1.50000       COMB5         Min   9.489E-05    -13.5163        13-3     0.50000 
          13     1.50000       COMB5         Min   9.489E-05    -13.5163        13-4     0.00000 
          13     2.00000       COMB5         Min  -1.279E-04    -10.0204        13-4     0.50000 
          13     2.00000       COMB5         Min  -1.279E-04    -10.0204        13-5     0.00000 
          13     2.35000       COMB5         Min  -2.839E-04      0.4793        13-5     0.35000 
          13     0.15000       COMB6         Max     -0.0035     26.4003        13-1     0.15000 
          13     0.50000       COMB6         Max     -0.0017      7.6496        13-1     0.50000 
          13     0.50000       COMB6         Max     -0.0017      7.6496        13-2     0.00000 
          13     1.00000       COMB6         Max   8.592E-04     -7.6247        13-2     0.50000 
          13     1.00000       COMB6         Max   8.592E-04     -7.6247        13-3     0.00000 
          13     1.25000       COMB6         Max      0.0021     -9.2459        13-3     0.25000 
          13     1.50000       COMB6         Max      0.0034    -12.1842        13-3     0.50000 
          13     1.50000       COMB6         Max      0.0034    -12.1842        13-4     0.00000 
          13     2.00000       COMB6         Max      0.0060     -6.0323        13-4     0.50000 
          13     2.00000       COMB6         Max      0.0060     -6.0323        13-5     0.00000 
          13     2.35000       COMB6         Max      0.0078      6.3262        13-5     0.35000 
          13     0.15000       COMB6         Min     -0.0035     26.4003        13-1     0.15000 
          13     0.50000       COMB6         Min     -0.0017      7.6496        13-1     0.50000 
          13     0.50000       COMB6         Min     -0.0017      7.6496        13-2     0.00000 
          13     1.00000       COMB6         Min   8.592E-04     -7.6247        13-2     0.50000 
          13     1.00000       COMB6         Min   8.592E-04     -7.6247        13-3     0.00000 
          13     1.25000       COMB6         Min      0.0021     -9.2459        13-3     0.25000 
          13     1.50000       COMB6         Min      0.0034    -12.1842        13-3     0.50000 
          13     1.50000       COMB6         Min      0.0034    -12.1842        13-4     0.00000 
          13     2.00000       COMB6         Min      0.0060     -6.0323        13-4     0.50000 
          13     2.00000       COMB6         Min      0.0060     -6.0323        13-5     0.00000 
          13     2.35000       COMB6         Min      0.0078      6.3262        13-5     0.35000 
          13     0.15000       COMB7         Max  -1.420E-04     25.9893        13-1     0.15000 
          13     0.50000       COMB7         Max  -1.102E-04      8.2593        13-1     0.50000 
          13     0.50000       COMB7         Max  -1.102E-04      8.2593        13-2     0.00000 
          13     1.00000       COMB7         Max  -6.479E-05     -6.5273        13-2     0.50000 
          13     1.00000       COMB7         Max  -6.479E-05     -6.5273        13-3     0.00000 
          13     1.25000       COMB7         Max  -4.207E-05     -8.3898        13-3     0.25000 
          13     1.50000       COMB7         Max  -1.935E-05    -11.5695        13-3     0.50000 
          13     1.50000       COMB7         Max  -1.935E-05    -11.5695        13-4     0.00000 
          13     2.00000       COMB7         Max   2.609E-05     -6.8711        13-4     0.50000 
          13     2.00000       COMB7         Max   2.609E-05     -6.8711        13-5     0.00000 
          13     2.35000       COMB7         Max   5.789E-05      3.7899        13-5     0.35000 
          13     0.15000       COMB7         Min  -1.420E-04     25.9893        13-1     0.15000 
          13     0.50000       COMB7         Min  -1.102E-04      8.2593        13-1     0.50000 
          13     0.50000       COMB7         Min  -1.102E-04      8.2593        13-2     0.00000 
          13     1.00000       COMB7         Min  -6.479E-05     -6.5273        13-2     0.50000 
          13     1.00000       COMB7         Min  -6.479E-05     -6.5273        13-3     0.00000 
          13     1.25000       COMB7         Min  -4.207E-05     -8.3898        13-3     0.25000 
          13     1.50000       COMB7         Min  -1.935E-05    -11.5695        13-3     0.50000 
          13     1.50000       COMB7         Min  -1.935E-05    -11.5695        13-4     0.00000 
          13     2.00000       COMB7         Min   2.609E-05     -6.8711        13-4     0.50000 
          13     2.00000       COMB7         Min   2.609E-05     -6.8711        13-5     0.00000 
          13     2.35000       COMB7         Min   5.789E-05      3.7899        13-5     0.35000 
          13     0.15000       COMB8         Max  -1.076E-04     31.4051        13-1     0.15000 
          13     0.50000       COMB8         Max  -8.349E-05     10.7884        13-1     0.50000 
          13     0.50000       COMB8         Max  -8.349E-05     10.7884        13-2     0.00000 
          13     1.00000       COMB8         Max  -4.907E-05     -6.8523        13-2     0.50000 
          13     1.00000       COMB8         Max  -4.907E-05     -6.8523        13-3     0.00000 
          13     1.25000       COMB8         Max  -3.187E-05     -9.5078        13-3     0.25000 
          13     1.50000       COMB8         Max  -1.466E-05    -13.4805        13-3     0.50000 
          13     1.50000       COMB8         Max  -1.466E-05    -13.4805        13-4     0.00000 
          13     2.00000       COMB8         Max   1.976E-05     -9.1010        13-4     0.50000 
          13     2.00000       COMB8         Max   1.976E-05     -9.1010        13-5     0.00000 
          13     2.35000       COMB8         Max   4.385E-05      2.2234        13-5     0.35000 
          13     0.15000       COMB8         Min  -1.076E-04     31.4051        13-1     0.15000 
          13     0.50000       COMB8         Min  -8.349E-05     10.7884        13-1     0.50000 
          13     0.50000       COMB8         Min  -8.349E-05     10.7884        13-2     0.00000 
          13     1.00000       COMB8         Min  -4.907E-05     -6.8523        13-2     0.50000 
          13     1.00000       COMB8         Min  -4.907E-05     -6.8523        13-3     0.00000 
          13     1.25000       COMB8         Min  -3.187E-05     -9.5078        13-3     0.25000 
          13     1.50000       COMB8         Min  -1.466E-05    -13.4805        13-3     0.50000 
          13     1.50000       COMB8         Min  -1.466E-05    -13.4805        13-4     0.00000 
          13     2.00000       COMB8         Min   1.976E-05     -9.1010        13-4     0.50000 
          13     2.00000       COMB8         Min   1.976E-05     -9.1010        13-5     0.00000 
          13     2.35000       COMB8         Min   4.385E-05      2.2234        13-5     0.35000 
          13     0.15000       COMB9         Max   2.179E-04     24.6582        13-1     0.15000 
          13     0.50000       COMB9         Max   1.691E-04      7.6388        13-1     0.50000 
          13     0.50000       COMB9         Max   1.691E-04      7.6388        13-2     0.00000 
          13     1.00000       COMB9         Max   9.940E-05     -6.4460        13-2     0.50000 
          13     1.00000       COMB9         Max   9.940E-05     -6.4460        13-3     0.00000 
          13     1.25000       COMB9         Max   6.454E-05     -8.1140        13-3     0.25000 
          13     1.50000       COMB9         Max   2.969E-05    -11.0993        13-3     0.50000 
          13     1.50000       COMB9         Max   2.969E-05    -11.0993        13-4     0.00000 
          13     2.00000       COMB9         Max  -4.002E-05     -6.3244        13-4     0.50000 
          13     2.00000       COMB9         Max  -4.002E-05     -6.3244        13-5     0.00000 
          13     2.35000       COMB9         Max  -8.882E-05      4.1714        13-5     0.35000 
          13     0.15000       COMB9         Min   2.179E-04     24.6582        13-1     0.15000 
          13     0.50000       COMB9         Min   1.691E-04      7.6388        13-1     0.50000 
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          13     0.50000       COMB9         Min   1.691E-04      7.6388        13-2     0.00000 
          13     1.00000       COMB9         Min   9.940E-05     -6.4460        13-2     0.50000 
          13     1.00000       COMB9         Min   9.940E-05     -6.4460        13-3     0.00000 
          13     1.25000       COMB9         Min   6.454E-05     -8.1140        13-3     0.25000 
          13     1.50000       COMB9         Min   2.969E-05    -11.0993        13-3     0.50000 
          13     1.50000       COMB9         Min   2.969E-05    -11.0993        13-4     0.00000 
          13     2.00000       COMB9         Min  -4.002E-05     -6.3244        13-4     0.50000 
          13     2.00000       COMB9         Min  -4.002E-05     -6.3244        13-5     0.00000 
          13     2.35000       COMB9         Min  -8.882E-05      4.1714        13-5     0.35000 
          13     0.15000      COMB10         Max     -0.0040     18.8013        13-1     0.15000 
          13     0.50000      COMB10         Max     -0.0021      3.6499        13-1     0.50000 
          13     0.50000      COMB10         Max     -0.0021      3.6499        13-2     0.00000 
          13     1.00000      COMB10         Max   6.409E-04     -7.7722        13-2     0.50000 
          13     1.00000      COMB10         Max   6.409E-04     -7.7722        13-3     0.00000 
          13     1.25000      COMB10         Max      0.0020     -8.1111        13-3     0.25000 
          13     1.50000      COMB10         Max      0.0034     -9.7672        13-3     0.50000 
          13     1.50000      COMB10         Max      0.0034     -9.7672        13-4     0.00000 
          13     2.00000      COMB10         Max      0.0061     -2.3363        13-4     0.50000 
          13     2.00000      COMB10         Max      0.0061     -2.3363        13-5     0.00000 
          13     2.35000      COMB10         Max      0.0080     10.0183        13-5     0.35000 
          13     0.15000      COMB10         Min     -0.0040     18.8013        13-1     0.15000 
          13     0.50000      COMB10         Min     -0.0021      3.6499        13-1     0.50000 
          13     0.50000      COMB10         Min     -0.0021      3.6499        13-2     0.00000 
          13     1.00000      COMB10         Min   6.409E-04     -7.7722        13-2     0.50000 
          13     1.00000      COMB10         Min   6.409E-04     -7.7722        13-3     0.00000 
          13     1.25000      COMB10         Min      0.0020     -8.1111        13-3     0.25000 
          13     1.50000      COMB10         Min      0.0034     -9.7672        13-3     0.50000 
          13     1.50000      COMB10         Min      0.0034     -9.7672        13-4     0.00000 
          13     2.00000      COMB10         Min      0.0061     -2.3363        13-4     0.50000 
          13     2.00000      COMB10         Min      0.0061     -2.3363        13-5     0.00000 
          13     2.35000      COMB10         Min      0.0080     10.0183        13-5     0.35000 
          13     0.15000      COMB11         Max   2.524E-04     30.0741        13-1     0.15000 
          13     0.50000      COMB11         Max   1.958E-04     10.1679        13-1     0.50000 
          13     0.50000      COMB11         Max   1.958E-04     10.1679        13-2     0.00000 
          13     1.00000      COMB11         Max   1.151E-04     -6.7710        13-2     0.50000 
          13     1.00000      COMB11         Max   1.151E-04     -6.7710        13-3     0.00000 
          13     1.25000      COMB11         Max   7.475E-05     -9.2320        13-3     0.25000 
          13     1.50000      COMB11         Max   3.438E-05    -13.0103        13-3     0.50000 
          13     1.50000      COMB11         Max   3.438E-05    -13.0103        13-4     0.00000 
          13     2.00000      COMB11         Max  -4.635E-05     -8.5543        13-4     0.50000 
          13     2.00000      COMB11         Max  -4.635E-05     -8.5543        13-5     0.00000 
          13     2.35000      COMB11         Max  -1.029E-04      2.6049        13-5     0.35000 
          13     0.15000      COMB11         Min   2.524E-04     30.0741        13-1     0.15000 
          13     0.50000      COMB11         Min   1.958E-04     10.1679        13-1     0.50000 
          13     0.50000      COMB11         Min   1.958E-04     10.1679        13-2     0.00000 
          13     1.00000      COMB11         Min   1.151E-04     -6.7710        13-2     0.50000 
          13     1.00000      COMB11         Min   1.151E-04     -6.7710        13-3     0.00000 
          13     1.25000      COMB11         Min   7.475E-05     -9.2320        13-3     0.25000 
          13     1.50000      COMB11         Min   3.438E-05    -13.0103        13-3     0.50000 
          13     1.50000      COMB11         Min   3.438E-05    -13.0103        13-4     0.00000 
          13     2.00000      COMB11         Min  -4.635E-05     -8.5543        13-4     0.50000 
          13     2.00000      COMB11         Min  -4.635E-05     -8.5543        13-5     0.00000 
          13     2.35000      COMB11         Min  -1.029E-04      2.6049        13-5     0.35000 
          13     0.15000      COMB12         Max     -0.0040     24.2171        13-1     0.15000 
          13     0.50000      COMB12         Max     -0.0021      6.1790        13-1     0.50000 
          13     0.50000      COMB12         Max     -0.0021      6.1790        13-2     0.00000 
          13     1.00000      COMB12         Max   6.566E-04     -8.0973        13-2     0.50000 
          13     1.00000      COMB12         Max   6.566E-04     -8.0973        13-3     0.00000 
          13     1.25000      COMB12         Max      0.0020     -9.2291        13-3     0.25000 
          13     1.50000      COMB12         Max      0.0034    -11.6782        13-3     0.50000 
          13     1.50000      COMB12         Max      0.0034    -11.6782        13-4     0.00000 
          13     2.00000      COMB12         Max      0.0061     -4.5662        13-4     0.50000 
          13     2.00000      COMB12         Max      0.0061     -4.5662        13-5     0.00000 
          13     2.35000      COMB12         Max      0.0080      8.4518        13-5     0.35000 
          13     0.15000      COMB12         Min     -0.0040     24.2171        13-1     0.15000 
          13     0.50000      COMB12         Min     -0.0021      6.1790        13-1     0.50000 
          13     0.50000      COMB12         Min     -0.0021      6.1790        13-2     0.00000 
          13     1.00000      COMB12         Min   6.566E-04     -8.0973        13-2     0.50000 
          13     1.00000      COMB12         Min   6.566E-04     -8.0973        13-3     0.00000 
          13     1.25000      COMB12         Min      0.0020     -9.2291        13-3     0.25000 
          13     1.50000      COMB12         Min      0.0034    -11.6782        13-3     0.50000 
          13     1.50000      COMB12         Min      0.0034    -11.6782        13-4     0.00000 
          13     2.00000      COMB12         Min      0.0061     -4.5662        13-4     0.50000 
          13     2.00000      COMB12         Min      0.0061     -4.5662        13-5     0.00000 
          13     2.35000      COMB12         Min      0.0080      8.4518        13-5     0.35000 
          13     0.15000      COMB13         Max      0.3206     32.8355        13-1     0.15000 
          13     0.50000      COMB13         Max      0.0865     11.7291        13-1     0.50000 
          13     0.50000      COMB13         Max      0.0865     11.7291        13-2     0.00000 
          13     1.00000      COMB13         Max      0.2711     -6.5732        13-2     0.50000 
          13     1.00000      COMB13         Max      0.2711     -6.5732        13-3     0.00000 
          13     1.25000      COMB13         Max      0.2557     -9.4916        13-3     0.25000 
          13     1.50000      COMB13         Max      0.2415    -13.6417        13-3     0.50000 
          13     1.50000      COMB13         Max      0.2415    -13.6417        13-4     0.00000 
          13     2.00000      COMB13         Max      0.0762     -9.6353        13-4     0.50000 
          13     2.00000      COMB13         Max      0.0762     -9.6353        13-5     0.00000 
          13     2.35000      COMB13         Max      0.3860      1.4148        13-5     0.35000 
          13     0.15000      COMB13         Min     -0.3204     32.1579        13-1     0.15000 
          13     0.50000      COMB13         Min     -0.0863     11.3184        13-1     0.50000 
          13     0.50000      COMB13         Min     -0.0863     11.3184        13-2     0.00000 
          13     1.00000      COMB13         Min     -0.2710     -6.6588        13-2     0.50000 
          13     1.00000      COMB13         Min     -0.2710     -6.6588        13-3     0.00000 
          13     1.25000      COMB13         Min     -0.2556     -9.5408        13-3     0.25000 
          13     1.50000      COMB13         Min     -0.2415    -13.8255        13-3     0.50000 
          13     1.50000      COMB13         Min     -0.2415    -13.8255        13-4     0.00000 
          13     2.00000      COMB13         Min     -0.0762    -10.0329        13-4     0.50000 
          13     2.00000      COMB13         Min     -0.0762    -10.0329        13-5     0.00000 
          13     2.35000      COMB13         Min     -0.3861      0.9065        13-5     0.35000 
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          13     0.15000      COMB14         Max      0.1594     49.7970        13-1     0.15000 
          13     0.50000      COMB14         Max      0.0953     23.3059        13-1     0.50000 
          13     0.50000      COMB14         Max      0.0953     23.3059        13-2     0.00000 
          13     1.00000      COMB14         Max      0.1233     -2.6990        13-2     0.50000 
          13     1.00000      COMB14         Max      0.1233     -2.6990        13-3     0.00000 
          13     1.25000      COMB14         Max      0.1368     -9.5071        13-3     0.25000 
          13     1.50000      COMB14         Max      0.1548     -9.7984        13-3     0.50000 
          13     1.50000      COMB14         Max      0.1548     -9.7984        13-4     0.00000 
          13     2.00000      COMB14         Max      0.1088      1.9457        13-4     0.50000 
          13     2.00000      COMB14         Max      0.1088      1.9457        13-5     0.00000 
          13     2.35000      COMB14         Max      0.0432     18.4297        13-5     0.35000 
          13     0.15000      COMB14         Min     -0.1592     15.1964        13-1     0.15000 
          13     0.50000      COMB14         Min     -0.0951     -0.2585        13-1     0.50000 
          13     0.50000      COMB14         Min     -0.0951     -0.2585        13-2     0.00000 
          13     1.00000      COMB14         Min     -0.1232    -10.5331        13-2     0.50000 
          13     1.00000      COMB14         Min     -0.1232    -10.5331        13-3     0.00000 
          13     1.25000      COMB14         Min     -0.1368     -9.5253        13-3     0.25000 
          13     1.50000      COMB14         Min     -0.1548    -17.6687        13-3     0.50000 
          13     1.50000      COMB14         Min     -0.1548    -17.6687        13-4     0.00000 
          13     2.00000      COMB14         Min     -0.1088    -21.6139        13-4     0.50000 
          13     2.00000      COMB14         Min     -0.1088    -21.6139        13-5     0.00000 
          13     2.35000      COMB14         Min     -0.0433    -16.1084        13-5     0.35000 
          13     0.15000         INV         Max      0.3206     49.7970        13-1     0.15000 
          13     0.50000         INV         Max      0.0953     23.3059        13-1     0.50000 
          13     0.50000         INV         Max      0.0953     23.3059        13-2     0.00000 
          13     1.00000         INV         Max      0.2711     -2.6990        13-2     0.50000 
          13     1.00000         INV         Max      0.2711     -2.6990        13-3     0.00000 
          13     1.25000         INV         Max      0.2557     -8.1111        13-3     0.25000 
          13     1.50000         INV         Max      0.2415     -9.7672        13-3     0.50000 
          13     1.50000         INV         Max      0.2415     -9.7672        13-4     0.00000 
          13     2.00000         INV         Max      0.1088      1.9457        13-4     0.50000 
          13     2.00000         INV         Max      0.1088      1.9457        13-5     0.00000 
          13     2.35000         INV         Max      0.3860     18.4297        13-5     0.35000 
          13     0.15000         INV         Min     -0.3204     15.1964        13-1     0.15000 
          13     0.50000         INV         Min     -0.0951     -0.2585        13-1     0.50000 
          13     0.50000         INV         Min     -0.0951     -0.2585        13-2     0.00000 
          13     1.00000         INV         Min     -0.2710    -10.5331        13-2     0.50000 
          13     1.00000         INV         Min     -0.2710    -10.5331        13-3     0.00000 
          13     1.25000         INV         Min     -0.2556     -9.5408        13-3     0.25000 
          13     1.50000         INV         Min     -0.2415    -17.6687        13-3     0.50000 
          13     1.50000         INV         Min     -0.2415    -17.6687        13-4     0.00000 
          13     2.00000         INV         Min     -0.1088    -21.6139        13-4     0.50000 
          13     2.00000         INV         Min     -0.1088    -21.6139        13-5     0.00000 
          13     2.35000         INV         Min     -0.3861    -16.1084        13-5     0.35000 
          14     0.15000          PP               1.724E-05    -34.7339          14     0.15000 
          14     3.38333          PP               1.724E-05     12.3111          14     3.38333 
          14     6.61667          PP               1.724E-05     12.3111          14     6.61667 
          14     9.85000          PP               1.724E-05    -34.7339          14     9.85000 
          14     0.15000        PERM               1.107E-04  -2.085E-13          14     0.15000 
          14     3.38333        PERM               1.107E-04  -6.995E-14          14     3.38333 
          14     6.61667        PERM               1.107E-04   6.862E-14          14     6.61667 
          14     9.85000        PERM               1.107E-04   2.072E-13          14     9.85000 
          14     0.15000        NEVE               7.574E-05  -8.939E-14          14     0.15000 
          14     3.38333        NEVE               7.574E-05  -2.998E-14          14     3.38333 
          14     6.61667        NEVE               7.574E-05   2.943E-14          14     6.61667 
          14     9.85000        NEVE               7.574E-05   8.884E-14          14     9.85000 
          14     0.15000      VENTOX              -1.871E-05   2.219E-14          14     0.15000 
          14     3.38333      VENTOX              -1.871E-05   7.423E-15          14     3.38333 
          14     6.61667      VENTOX              -1.871E-05  -7.340E-15          14     6.61667 
          14     9.85000      VENTOX              -1.871E-05  -2.210E-14          14     9.85000 
          14     0.15000      VENTOY                  0.0020     -0.1147          14     0.15000 
          14     3.38333      VENTOY               6.738E-04     -0.0382          14     3.38333 
          14     6.61667      VENTOY              -6.095E-04      0.0382          14     6.61667 
          14     9.85000      VENTOY                 -0.0019      0.1147          14     9.85000 
          14     0.15000      SISMAX         Max      0.0011   5.922E-09          14     0.15000 
          14     3.38333      SISMAX         Max      0.0011   1.974E-09          14     3.38333 
          14     6.61667      SISMAX         Max      0.0011   1.974E-09          14     6.61667 
          14     9.85000      SISMAX         Max      0.0011   5.922E-09          14     9.85000 
          14     0.15000      SISMAY         Max      0.0354      0.3622          14     0.15000 
          14     3.38333      SISMAY         Max      0.0118      0.1207          14     3.38333 
          14     6.61667      SISMAY         Max      0.0118      0.1207          14     6.61667 
          14     9.85000      SISMAY         Max      0.0354      0.3622          14     9.85000 
          14     0.15000        TERM               1.375E-05  -7.646E-15          14     0.15000 
          14     3.38333        TERM               1.375E-05  -2.549E-15          14     3.38333 
          14     6.61667        TERM               1.375E-05   2.548E-15          14     6.61667 
          14     9.85000        TERM               1.375E-05   7.645E-15          14     9.85000 
          14     0.15000       COMB1         Max   1.417E-04    -34.7339          14     0.15000 
          14     3.38333       COMB1         Max   1.417E-04     12.3111          14     3.38333 
          14     6.61667       COMB1         Max   1.417E-04     12.3111          14     6.61667 
          14     9.85000       COMB1         Max   1.417E-04    -34.7339          14     9.85000 
          14     0.15000       COMB1         Min   1.417E-04    -34.7339          14     0.15000 
          14     3.38333       COMB1         Min   1.417E-04     12.3111          14     3.38333 
          14     6.61667       COMB1         Min   1.417E-04     12.3111          14     6.61667 
          14     9.85000       COMB1         Min   1.417E-04    -34.7339          14     9.85000 
          14     0.15000       COMB2         Max   2.174E-04    -34.7339          14     0.15000 
          14     3.38333       COMB2         Max   2.174E-04     12.3111          14     3.38333 
          14     6.61667       COMB2         Max   2.174E-04     12.3111          14     6.61667 
          14     9.85000       COMB2         Max   2.174E-04    -34.7339          14     9.85000 
          14     0.15000       COMB2         Min   2.174E-04    -34.7339          14     0.15000 
          14     3.38333       COMB2         Min   2.174E-04     12.3111          14     3.38333 
          14     6.61667       COMB2         Min   2.174E-04     12.3111          14     6.61667 
          14     9.85000       COMB2         Min   2.174E-04    -34.7339          14     9.85000 
          14     0.15000       COMB3         Max   1.230E-04    -34.7339          14     0.15000 
          14     3.38333       COMB3         Max   1.230E-04     12.3111          14     3.38333 
          14     6.61667       COMB3         Max   1.230E-04     12.3111          14     6.61667 
          14     9.85000       COMB3         Max   1.230E-04    -34.7339          14     9.85000 
          14     0.15000       COMB3         Min   1.230E-04    -34.7339          14     0.15000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

300/ 799 

 
          14     3.38333       COMB3         Min   1.230E-04     12.3111          14     3.38333 
          14     6.61667       COMB3         Min   1.230E-04     12.3111          14     6.61667 
          14     9.85000       COMB3         Min   1.230E-04    -34.7339          14     9.85000 
          14     0.15000       COMB4         Max      0.0021    -34.8486          14     0.15000 
          14     3.38333       COMB4         Max   8.155E-04     12.2729          14     3.38333 
          14     6.61667       COMB4         Max  -4.678E-04     12.3493          14     6.61667 
          14     9.85000       COMB4         Max     -0.0018    -34.6192          14     9.85000 
          14     0.15000       COMB4         Min      0.0021    -34.8486          14     0.15000 
          14     3.38333       COMB4         Min   8.155E-04     12.2729          14     3.38333 
          14     6.61667       COMB4         Min  -4.678E-04     12.3493          14     6.61667 
          14     9.85000       COMB4         Min     -0.0018    -34.6192          14     9.85000 
          14     0.15000       COMB5         Max   1.987E-04    -34.7339          14     0.15000 
          14     3.38333       COMB5         Max   1.987E-04     12.3111          14     3.38333 
          14     6.61667       COMB5         Max   1.987E-04     12.3111          14     6.61667 
          14     9.85000       COMB5         Max   1.987E-04    -34.7339          14     9.85000 
          14     0.15000       COMB5         Min   1.987E-04    -34.7339          14     0.15000 
          14     3.38333       COMB5         Min   1.987E-04     12.3111          14     3.38333 
          14     6.61667       COMB5         Min   1.987E-04     12.3111          14     6.61667 
          14     9.85000       COMB5         Min   1.987E-04    -34.7339          14     9.85000 
          14     0.15000       COMB6         Max      0.0022    -34.8486          14     0.15000 
          14     3.38333       COMB6         Max   8.913E-04     12.2729          14     3.38333 
          14     6.61667       COMB6         Max  -3.920E-04     12.3493          14     6.61667 
          14     9.85000       COMB6         Max     -0.0017    -34.6192          14     9.85000 
          14     0.15000       COMB6         Min      0.0022    -34.8486          14     0.15000 
          14     3.38333       COMB6         Min   8.913E-04     12.2729          14     3.38333 
          14     6.61667       COMB6         Min  -3.920E-04     12.3493          14     6.61667 
          14     9.85000       COMB6         Min     -0.0017    -34.6192          14     9.85000 
          14     0.15000       COMB7         Max   1.142E-04    -34.7339          14     0.15000 
          14     3.38333       COMB7         Max   1.142E-04     12.3111          14     3.38333 
          14     6.61667       COMB7         Max   1.142E-04     12.3111          14     6.61667 
          14     9.85000       COMB7         Max   1.142E-04    -34.7339          14     9.85000 
          14     0.15000       COMB7         Min   1.142E-04    -34.7339          14     0.15000 
          14     3.38333       COMB7         Min   1.142E-04     12.3111          14     3.38333 
          14     6.61667       COMB7         Min   1.142E-04     12.3111          14     6.61667 
          14     9.85000       COMB7         Min   1.142E-04    -34.7339          14     9.85000 
          14     0.15000       COMB8         Max   1.899E-04    -34.7339          14     0.15000 
          14     3.38333       COMB8         Max   1.899E-04     12.3111          14     3.38333 
          14     6.61667       COMB8         Max   1.899E-04     12.3111          14     6.61667 
          14     9.85000       COMB8         Max   1.899E-04    -34.7339          14     9.85000 
          14     0.15000       COMB8         Min   1.899E-04    -34.7339          14     0.15000 
          14     3.38333       COMB8         Min   1.899E-04     12.3111          14     3.38333 
          14     6.61667       COMB8         Min   1.899E-04     12.3111          14     6.61667 
          14     9.85000       COMB8         Min   1.899E-04    -34.7339          14     9.85000 
          14     0.15000       COMB9         Max   9.547E-05    -34.7339          14     0.15000 
          14     3.38333       COMB9         Max   9.547E-05     12.3111          14     3.38333 
          14     6.61667       COMB9         Max   9.547E-05     12.3111          14     6.61667 
          14     9.85000       COMB9         Max   9.547E-05    -34.7339          14     9.85000 
          14     0.15000       COMB9         Min   9.547E-05    -34.7339          14     0.15000 
          14     3.38333       COMB9         Min   9.547E-05     12.3111          14     3.38333 
          14     6.61667       COMB9         Min   9.547E-05     12.3111          14     6.61667 
          14     9.85000       COMB9         Min   9.547E-05    -34.7339          14     9.85000 
          14     0.15000      COMB10         Max      0.0021    -34.8486          14     0.15000 
          14     3.38333      COMB10         Max   7.880E-04     12.2729          14     3.38333 
          14     6.61667      COMB10         Max  -4.953E-04     12.3493          14     6.61667 
          14     9.85000      COMB10         Max     -0.0018    -34.6192          14     9.85000 
          14     0.15000      COMB10         Min      0.0021    -34.8486          14     0.15000 
          14     3.38333      COMB10         Min   7.880E-04     12.2729          14     3.38333 
          14     6.61667      COMB10         Min  -4.953E-04     12.3493          14     6.61667 
          14     9.85000      COMB10         Min     -0.0018    -34.6192          14     9.85000 
          14     0.15000      COMB11         Max   1.712E-04    -34.7339          14     0.15000 
          14     3.38333      COMB11         Max   1.712E-04     12.3111          14     3.38333 
          14     6.61667      COMB11         Max   1.712E-04     12.3111          14     6.61667 
          14     9.85000      COMB11         Max   1.712E-04    -34.7339          14     9.85000 
          14     0.15000      COMB11         Min   1.712E-04    -34.7339          14     0.15000 
          14     3.38333      COMB11         Min   1.712E-04     12.3111          14     3.38333 
          14     6.61667      COMB11         Min   1.712E-04     12.3111          14     6.61667 
          14     9.85000      COMB11         Min   1.712E-04    -34.7339          14     9.85000 
          14     0.15000      COMB12         Max      0.0021    -34.8486          14     0.15000 
          14     3.38333      COMB12         Max   8.638E-04     12.2729          14     3.38333 
          14     6.61667      COMB12         Max  -4.195E-04     12.3493          14     6.61667 
          14     9.85000      COMB12         Max     -0.0017    -34.6192          14     9.85000 
          14     0.15000      COMB12         Min      0.0021    -34.8486          14     0.15000 
          14     3.38333      COMB12         Min   8.638E-04     12.2729          14     3.38333 
          14     6.61667      COMB12         Min  -4.195E-04     12.3493          14     6.61667 
          14     9.85000      COMB12         Min     -0.0017    -34.6192          14     9.85000 
          14     0.15000      COMB13         Max      0.0013    -34.7339          14     0.15000 
          14     3.38333      COMB13         Max      0.0013     12.3111          14     3.38333 
          14     6.61667      COMB13         Max      0.0013     12.3111          14     6.61667 
          14     9.85000      COMB13         Max      0.0013    -34.7339          14     9.85000 
          14     0.15000      COMB13         Min  -9.074E-04    -34.7339          14     0.15000 
          14     3.38333      COMB13         Min  -9.073E-04     12.3111          14     3.38333 
          14     6.61667      COMB13         Min  -9.073E-04     12.3111          14     6.61667 
          14     9.85000      COMB13         Min  -9.073E-04    -34.7339          14     9.85000 
          14     0.15000      COMB14         Max      0.0356    -34.3717          14     0.15000 
          14     3.38333      COMB14         Max      0.0120     12.4318          14     3.38333 
          14     6.61667      COMB14         Max      0.0120     12.4318          14     6.61667 
          14     9.85000      COMB14         Max      0.0356    -34.3717          14     9.85000 
          14     0.15000      COMB14         Min     -0.0351    -35.0961          14     0.15000 
          14     3.38333      COMB14         Min     -0.0116     12.1904          14     3.38333 
          14     6.61667      COMB14         Min     -0.0116     12.1904          14     6.61667 
          14     9.85000      COMB14         Min     -0.0351    -35.0961          14     9.85000 
          14     0.15000         INV         Max      0.0356    -34.3717          14     0.15000 
          14     3.38333         INV         Max      0.0120     12.4318          14     3.38333 
          14     6.61667         INV         Max      0.0120     12.4318          14     6.61667 
          14     9.85000         INV         Max      0.0356    -34.3717          14     9.85000 
          14     0.15000         INV         Min     -0.0351    -35.0961          14     0.15000 
          14     3.38333         INV         Min     -0.0116     12.1904          14     3.38333 
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          14     6.61667         INV         Min     -0.0116     12.1904          14     6.61667 
          14     9.85000         INV         Min     -0.0351    -35.0961          14     9.85000 
          15     0.15000          PP               8.341E-07    -34.7339          15     0.15000 
          15     3.38333          PP               8.341E-07     12.3111          15     3.38333 
          15     6.61667          PP               8.341E-07     12.3111          15     6.61667 
          15     9.85000          PP               8.341E-07    -34.7339          15     9.85000 
          15     0.15000        PERM               2.667E-05  -1.861E-13          15     0.15000 
          15     3.38333        PERM               2.667E-05  -6.150E-14          15     3.38333 
          15     6.61667        PERM               2.667E-05   6.306E-14          15     6.61667 
          15     9.85000        PERM               2.667E-05   1.876E-13          15     9.85000 
          15     0.15000        NEVE               1.825E-05  -8.077E-14          15     0.15000 
          15     3.38333        NEVE               1.825E-05  -2.692E-14          15     3.38333 
          15     6.61667        NEVE               1.825E-05   2.692E-14          15     6.61667 
          15     9.85000        NEVE               1.825E-05   8.077E-14          15     9.85000 
          15     0.15000      VENTOX              -4.456E-06   1.987E-14          15     0.15000 
          15     3.38333      VENTOX              -4.456E-06   6.585E-15          15     3.38333 
          15     6.61667      VENTOX              -4.456E-06  -6.696E-15          15     6.61667 
          15     9.85000      VENTOX              -4.456E-06  -1.998E-14          15     9.85000 
          15     0.15000      VENTOY               2.343E-04     -0.1088          15     0.15000 
          15     3.38333      VENTOY               7.888E-05     -0.0363          15     3.38333 
          15     6.61667      VENTOY              -7.658E-05      0.0363          15     6.61667 
          15     9.85000      VENTOY              -2.320E-04      0.1088          15     9.85000 
          15     0.15000      SISMAX         Max   6.992E-04   4.980E-09          15     0.15000 
          15     3.38333      SISMAX         Max   6.992E-04   1.660E-09          15     3.38333 
          15     6.61667      SISMAX         Max   6.992E-04   1.660E-09          15     6.61667 
          15     9.85000      SISMAX         Max   6.992E-04   4.980E-09          15     9.85000 
          15     0.15000      SISMAY         Max      0.0184      0.3469          15     0.15000 
          15     3.38333      SISMAY         Max      0.0061      0.1156          15     3.38333 
          15     6.61667      SISMAY         Max      0.0061      0.1156          15     6.61667 
          15     9.85000      SISMAY         Max      0.0184      0.3469          15     9.85000 
          15     0.15000        TERM               7.538E-07  -7.708E-15          15     0.15000 
          15     3.38333        TERM               7.538E-07  -2.569E-15          15     3.38333 
          15     6.61667        TERM               7.538E-07   2.569E-15          15     6.61667 
          15     9.85000        TERM               7.538E-07   7.708E-15          15     9.85000 
          15     0.15000       COMB1         Max   2.826E-05    -34.7339          15     0.15000 
          15     3.38333       COMB1         Max   2.826E-05     12.3111          15     3.38333 
          15     6.61667       COMB1         Max   2.826E-05     12.3111          15     6.61667 
          15     9.85000       COMB1         Max   2.826E-05    -34.7339          15     9.85000 
          15     0.15000       COMB1         Min   2.826E-05    -34.7339          15     0.15000 
          15     3.38333       COMB1         Min   2.826E-05     12.3111          15     3.38333 
          15     6.61667       COMB1         Min   2.826E-05     12.3111          15     6.61667 
          15     9.85000       COMB1         Min   2.826E-05    -34.7339          15     9.85000 
          15     0.15000       COMB2         Max   4.651E-05    -34.7339          15     0.15000 
          15     3.38333       COMB2         Max   4.651E-05     12.3111          15     3.38333 
          15     6.61667       COMB2         Max   4.651E-05     12.3111          15     6.61667 
          15     9.85000       COMB2         Max   4.651E-05    -34.7339          15     9.85000 
          15     0.15000       COMB2         Min   4.651E-05    -34.7339          15     0.15000 
          15     3.38333       COMB2         Min   4.651E-05     12.3111          15     3.38333 
          15     6.61667       COMB2         Min   4.651E-05     12.3111          15     6.61667 
          15     9.85000       COMB2         Min   4.651E-05    -34.7339          15     9.85000 
          15     0.15000       COMB3         Max   2.380E-05    -34.7339          15     0.15000 
          15     3.38333       COMB3         Max   2.380E-05     12.3111          15     3.38333 
          15     6.61667       COMB3         Max   2.380E-05     12.3111          15     6.61667 
          15     9.85000       COMB3         Max   2.380E-05    -34.7339          15     9.85000 
          15     0.15000       COMB3         Min   2.380E-05    -34.7339          15     0.15000 
          15     3.38333       COMB3         Min   2.380E-05     12.3111          15     3.38333 
          15     6.61667       COMB3         Min   2.380E-05     12.3111          15     6.61667 
          15     9.85000       COMB3         Min   2.380E-05    -34.7339          15     9.85000 
          15     0.15000       COMB4         Max   2.626E-04    -34.8427          15     0.15000 
          15     3.38333       COMB4         Max   1.071E-04     12.2748          15     3.38333 
          15     6.61667       COMB4         Max  -4.832E-05     12.3474          15     6.61667 
          15     9.85000       COMB4         Max  -2.038E-04    -34.6251          15     9.85000 
          15     0.15000       COMB4         Min   2.626E-04    -34.8427          15     0.15000 
          15     3.38333       COMB4         Min   1.071E-04     12.2748          15     3.38333 
          15     6.61667       COMB4         Min  -4.832E-05     12.3474          15     6.61667 
          15     9.85000       COMB4         Min  -2.038E-04    -34.6251          15     9.85000 
          15     0.15000       COMB5         Max   4.206E-05    -34.7339          15     0.15000 
          15     3.38333       COMB5         Max   4.206E-05     12.3111          15     3.38333 
          15     6.61667       COMB5         Max   4.206E-05     12.3111          15     6.61667 
          15     9.85000       COMB5         Max   4.206E-05    -34.7339          15     9.85000 
          15     0.15000       COMB5         Min   4.206E-05    -34.7339          15     0.15000 
          15     3.38333       COMB5         Min   4.206E-05     12.3111          15     3.38333 
          15     6.61667       COMB5         Min   4.206E-05     12.3111          15     6.61667 
          15     9.85000       COMB5         Min   4.206E-05    -34.7339          15     9.85000 
          15     0.15000       COMB6         Max   2.808E-04    -34.8427          15     0.15000 
          15     3.38333       COMB6         Max   1.254E-04     12.2748          15     3.38333 
          15     6.61667       COMB6         Max  -3.007E-05     12.3474          15     6.61667 
          15     9.85000       COMB6         Max  -1.855E-04    -34.6251          15     9.85000 
          15     0.15000       COMB6         Min   2.808E-04    -34.8427          15     0.15000 
          15     3.38333       COMB6         Min   1.254E-04     12.2748          15     3.38333 
          15     6.61667       COMB6         Min  -3.007E-05     12.3474          15     6.61667 
          15     9.85000       COMB6         Min  -1.855E-04    -34.6251          15     9.85000 
          15     0.15000       COMB7         Max   2.675E-05    -34.7339          15     0.15000 
          15     3.38333       COMB7         Max   2.675E-05     12.3111          15     3.38333 
          15     6.61667       COMB7         Max   2.675E-05     12.3111          15     6.61667 
          15     9.85000       COMB7         Max   2.675E-05    -34.7339          15     9.85000 
          15     0.15000       COMB7         Min   2.675E-05    -34.7339          15     0.15000 
          15     3.38333       COMB7         Min   2.675E-05     12.3111          15     3.38333 
          15     6.61667       COMB7         Min   2.675E-05     12.3111          15     6.61667 
          15     9.85000       COMB7         Min   2.675E-05    -34.7339          15     9.85000 
          15     0.15000       COMB8         Max   4.500E-05    -34.7339          15     0.15000 
          15     3.38333       COMB8         Max   4.500E-05     12.3111          15     3.38333 
          15     6.61667       COMB8         Max   4.500E-05     12.3111          15     6.61667 
          15     9.85000       COMB8         Max   4.500E-05    -34.7339          15     9.85000 
          15     0.15000       COMB8         Min   4.500E-05    -34.7339          15     0.15000 
          15     3.38333       COMB8         Min   4.500E-05     12.3111          15     3.38333 
          15     6.61667       COMB8         Min   4.500E-05     12.3111          15     6.61667 
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          15     9.85000       COMB8         Min   4.500E-05    -34.7339          15     9.85000 
          15     0.15000       COMB9         Max   2.230E-05    -34.7339          15     0.15000 
          15     3.38333       COMB9         Max   2.230E-05     12.3111          15     3.38333 
          15     6.61667       COMB9         Max   2.230E-05     12.3111          15     6.61667 
          15     9.85000       COMB9         Max   2.230E-05    -34.7339          15     9.85000 
          15     0.15000       COMB9         Min   2.230E-05    -34.7339          15     0.15000 
          15     3.38333       COMB9         Min   2.230E-05     12.3111          15     3.38333 
          15     6.61667       COMB9         Min   2.230E-05     12.3111          15     6.61667 
          15     9.85000       COMB9         Min   2.230E-05    -34.7339          15     9.85000 
          15     0.15000      COMB10         Max   2.611E-04    -34.8427          15     0.15000 
          15     3.38333      COMB10         Max   1.056E-04     12.2748          15     3.38333 
          15     6.61667      COMB10         Max  -4.982E-05     12.3474          15     6.61667 
          15     9.85000      COMB10         Max  -2.053E-04    -34.6251          15     9.85000 
          15     0.15000      COMB10         Min   2.611E-04    -34.8427          15     0.15000 
          15     3.38333      COMB10         Min   1.056E-04     12.2748          15     3.38333 
          15     6.61667      COMB10         Min  -4.982E-05     12.3474          15     6.61667 
          15     9.85000      COMB10         Min  -2.053E-04    -34.6251          15     9.85000 
          15     0.15000      COMB11         Max   4.055E-05    -34.7339          15     0.15000 
          15     3.38333      COMB11         Max   4.055E-05     12.3111          15     3.38333 
          15     6.61667      COMB11         Max   4.055E-05     12.3111          15     6.61667 
          15     9.85000      COMB11         Max   4.055E-05    -34.7339          15     9.85000 
          15     0.15000      COMB11         Min   4.055E-05    -34.7339          15     0.15000 
          15     3.38333      COMB11         Min   4.055E-05     12.3111          15     3.38333 
          15     6.61667      COMB11         Min   4.055E-05     12.3111          15     6.61667 
          15     9.85000      COMB11         Min   4.055E-05    -34.7339          15     9.85000 
          15     0.15000      COMB12         Max   2.793E-04    -34.8427          15     0.15000 
          15     3.38333      COMB12         Max   1.239E-04     12.2748          15     3.38333 
          15     6.61667      COMB12         Max  -3.157E-05     12.3474          15     6.61667 
          15     9.85000      COMB12         Max  -1.870E-04    -34.6251          15     9.85000 
          15     0.15000      COMB12         Min   2.793E-04    -34.8427          15     0.15000 
          15     3.38333      COMB12         Min   1.239E-04     12.2748          15     3.38333 
          15     6.61667      COMB12         Min  -3.157E-05     12.3474          15     6.61667 
          15     9.85000      COMB12         Min  -1.870E-04    -34.6251          15     9.85000 
          15     0.15000      COMB13         Max   7.449E-04    -34.7339          15     0.15000 
          15     3.38333      COMB13         Max   7.449E-04     12.3111          15     3.38333 
          15     6.61667      COMB13         Max   7.449E-04     12.3111          15     6.61667 
          15     9.85000      COMB13         Max   7.449E-04    -34.7339          15     9.85000 
          15     0.15000      COMB13         Min  -6.534E-04    -34.7339          15     0.15000 
          15     3.38333      COMB13         Min  -6.534E-04     12.3111          15     3.38333 
          15     6.61667      COMB13         Min  -6.534E-04     12.3111          15     6.61667 
          15     9.85000      COMB13         Min  -6.534E-04    -34.7339          15     9.85000 
          15     0.15000      COMB14         Max      0.0185    -34.3870          15     0.15000 
          15     3.38333      COMB14         Max      0.0062     12.4267          15     3.38333 
          15     6.61667      COMB14         Max      0.0062     12.4267          15     6.61667 
          15     9.85000      COMB14         Max      0.0185    -34.3870          15     9.85000 
          15     0.15000      COMB14         Min     -0.0184    -35.0808          15     0.15000 
          15     3.38333      COMB14         Min     -0.0061     12.1955          15     3.38333 
          15     6.61667      COMB14         Min     -0.0061     12.1955          15     6.61667 
          15     9.85000      COMB14         Min     -0.0184    -35.0808          15     9.85000 
          15     0.15000         INV         Max      0.0185    -34.3870          15     0.15000 
          15     3.38333         INV         Max      0.0062     12.4267          15     3.38333 
          15     6.61667         INV         Max      0.0062     12.4267          15     6.61667 
          15     9.85000         INV         Max      0.0185    -34.3870          15     9.85000 
          15     0.15000         INV         Min     -0.0184    -35.0808          15     0.15000 
          15     3.38333         INV         Min     -0.0061     12.1955          15     3.38333 
          15     6.61667         INV         Min     -0.0061     12.1955          15     6.61667 
          15     9.85000         INV         Min     -0.0184    -35.0808          15     9.85000 
          16     0.15000          PP              -1.709E-07    -34.7339          16     0.15000 
          16     3.38333          PP              -1.709E-07     12.3111          16     3.38333 
          16     6.61667          PP              -1.709E-07     12.3111          16     6.61667 
          16     9.85000          PP              -1.709E-07    -34.7339          16     9.85000 
          16     0.15000        PERM               2.242E-06  -1.516E-13          16     0.15000 
          16     3.38333        PERM               2.242E-06  -5.039E-14          16     3.38333 
          16     6.61667        PERM               2.242E-06   5.084E-14          16     6.61667 
          16     9.85000        PERM               2.242E-06   1.521E-13          16     9.85000 
          16     0.15000        NEVE               1.534E-06  -6.569E-14          16     0.15000 
          16     3.38333        NEVE               1.534E-06  -2.190E-14          16     3.38333 
          16     6.61667        NEVE               1.534E-06   2.190E-14          16     6.61667 
          16     9.85000        NEVE               1.534E-06   6.569E-14          16     9.85000 
          16     0.15000      VENTOX               4.390E-08   1.610E-14          16     0.15000 
          16     3.38333      VENTOX               4.390E-08   5.376E-15          16     3.38333 
          16     6.61667      VENTOX               4.390E-08  -5.348E-15          16     6.61667 
          16     9.85000      VENTOX               4.390E-08  -1.607E-14          16     9.85000 
          16     0.15000      VENTOY                 -0.0015     -0.0993          16     0.15000 
          16     3.38333      VENTOY              -5.113E-04     -0.0331          16     3.38333 
          16     6.61667      VENTOY               5.091E-04      0.0331          16     6.61667 
          16     9.85000      VENTOY                  0.0015      0.0993          16     9.85000 
          16     0.15000      SISMAX         Max      0.0012   5.326E-09          16     0.15000 
          16     3.38333      SISMAX         Max      0.0012   1.775E-09          16     3.38333 
          16     6.61667      SISMAX         Max      0.0012   1.775E-09          16     6.61667 
          16     9.85000      SISMAX         Max      0.0012   5.326E-09          16     9.85000 
          16     0.15000      SISMAY         Max      0.0137      0.3181          16     0.15000 
          16     3.38333      SISMAY         Max      0.0046      0.1060          16     3.38333 
          16     6.61667      SISMAY         Max      0.0046      0.1060          16     6.61667 
          16     9.85000      SISMAY         Max      0.0137      0.3181          16     9.85000 
          16     0.15000        TERM               3.792E-08  -7.475E-15          16     0.15000 
          16     3.38333        TERM               3.792E-08  -2.492E-15          16     3.38333 
          16     6.61667        TERM               3.792E-08   2.490E-15          16     6.61667 
          16     9.85000        TERM               3.792E-08   7.472E-15          16     9.85000 
          16     0.15000       COMB1         Max   2.109E-06    -34.7339          16     0.15000 
          16     3.38333       COMB1         Max   2.109E-06     12.3111          16     3.38333 
          16     6.61667       COMB1         Max   2.109E-06     12.3111          16     6.61667 
          16     9.85000       COMB1         Max   2.109E-06    -34.7339          16     9.85000 
          16     0.15000       COMB1         Min   2.109E-06    -34.7339          16     0.15000 
          16     3.38333       COMB1         Min   2.109E-06     12.3111          16     3.38333 
          16     6.61667       COMB1         Min   2.109E-06     12.3111          16     6.61667 
          16     9.85000       COMB1         Min   2.109E-06    -34.7339          16     9.85000 
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          16     0.15000       COMB2         Max   3.643E-06    -34.7339          16     0.15000 
          16     3.38333       COMB2         Max   3.643E-06     12.3111          16     3.38333 
          16     6.61667       COMB2         Max   3.643E-06     12.3111          16     6.61667 
          16     9.85000       COMB2         Max   3.643E-06    -34.7339          16     9.85000 
          16     0.15000       COMB2         Min   3.643E-06    -34.7339          16     0.15000 
          16     3.38333       COMB2         Min   3.643E-06     12.3111          16     3.38333 
          16     6.61667       COMB2         Min   3.643E-06     12.3111          16     6.61667 
          16     9.85000       COMB2         Min   3.643E-06    -34.7339          16     9.85000 
          16     0.15000       COMB3         Max   2.153E-06    -34.7339          16     0.15000 
          16     3.38333       COMB3         Max   2.153E-06     12.3111          16     3.38333 
          16     6.61667       COMB3         Max   2.153E-06     12.3111          16     6.61667 
          16     9.85000       COMB3         Max   2.153E-06    -34.7339          16     9.85000 
          16     0.15000       COMB3         Min   2.153E-06    -34.7339          16     0.15000 
          16     3.38333       COMB3         Min   2.153E-06     12.3111          16     3.38333 
          16     6.61667       COMB3         Min   2.153E-06     12.3111          16     6.61667 
          16     9.85000       COMB3         Min   2.153E-06    -34.7339          16     9.85000 
          16     0.15000       COMB4         Max     -0.0015    -34.8332          16     0.15000 
          16     3.38333       COMB4         Max  -5.092E-04     12.2780          16     3.38333 
          16     6.61667       COMB4         Max   5.112E-04     12.3442          16     6.61667 
          16     9.85000       COMB4         Max      0.0015    -34.6346          16     9.85000 
          16     0.15000       COMB4         Min     -0.0015    -34.8332          16     0.15000 
          16     3.38333       COMB4         Min  -5.092E-04     12.2780          16     3.38333 
          16     6.61667       COMB4         Min   5.112E-04     12.3442          16     6.61667 
          16     9.85000       COMB4         Min      0.0015    -34.6346          16     9.85000 
          16     0.15000       COMB5         Max   3.687E-06    -34.7339          16     0.15000 
          16     3.38333       COMB5         Max   3.687E-06     12.3111          16     3.38333 
          16     6.61667       COMB5         Max   3.687E-06     12.3111          16     6.61667 
          16     9.85000       COMB5         Max   3.687E-06    -34.7339          16     9.85000 
          16     0.15000       COMB5         Min   3.687E-06    -34.7339          16     0.15000 
          16     3.38333       COMB5         Min   3.687E-06     12.3111          16     3.38333 
          16     6.61667       COMB5         Min   3.687E-06     12.3111          16     6.61667 
          16     9.85000       COMB5         Min   3.687E-06    -34.7339          16     9.85000 
          16     0.15000       COMB6         Max     -0.0015    -34.8332          16     0.15000 
          16     3.38333       COMB6         Max  -5.076E-04     12.2780          16     3.38333 
          16     6.61667       COMB6         Max   5.128E-04     12.3442          16     6.61667 
          16     9.85000       COMB6         Max      0.0015    -34.6346          16     9.85000 
          16     0.15000       COMB6         Min     -0.0015    -34.8332          16     0.15000 
          16     3.38333       COMB6         Min  -5.076E-04     12.2780          16     3.38333 
          16     6.61667       COMB6         Min   5.128E-04     12.3442          16     6.61667 
          16     9.85000       COMB6         Min      0.0015    -34.6346          16     9.85000 
          16     0.15000       COMB7         Max   2.033E-06    -34.7339          16     0.15000 
          16     3.38333       COMB7         Max   2.033E-06     12.3111          16     3.38333 
          16     6.61667       COMB7         Max   2.033E-06     12.3111          16     6.61667 
          16     9.85000       COMB7         Max   2.033E-06    -34.7339          16     9.85000 
          16     0.15000       COMB7         Min   2.033E-06    -34.7339          16     0.15000 
          16     3.38333       COMB7         Min   2.033E-06     12.3111          16     3.38333 
          16     6.61667       COMB7         Min   2.033E-06     12.3111          16     6.61667 
          16     9.85000       COMB7         Min   2.033E-06    -34.7339          16     9.85000 
          16     0.15000       COMB8         Max   3.567E-06    -34.7339          16     0.15000 
          16     3.38333       COMB8         Max   3.567E-06     12.3111          16     3.38333 
          16     6.61667       COMB8         Max   3.567E-06     12.3111          16     6.61667 
          16     9.85000       COMB8         Max   3.567E-06    -34.7339          16     9.85000 
          16     0.15000       COMB8         Min   3.567E-06    -34.7339          16     0.15000 
          16     3.38333       COMB8         Min   3.567E-06     12.3111          16     3.38333 
          16     6.61667       COMB8         Min   3.567E-06     12.3111          16     6.61667 
          16     9.85000       COMB8         Min   3.567E-06    -34.7339          16     9.85000 
          16     0.15000       COMB9         Max   2.077E-06    -34.7339          16     0.15000 
          16     3.38333       COMB9         Max   2.077E-06     12.3111          16     3.38333 
          16     6.61667       COMB9         Max   2.077E-06     12.3111          16     6.61667 
          16     9.85000       COMB9         Max   2.077E-06    -34.7339          16     9.85000 
          16     0.15000       COMB9         Min   2.077E-06    -34.7339          16     0.15000 
          16     3.38333       COMB9         Min   2.077E-06     12.3111          16     3.38333 
          16     6.61667       COMB9         Min   2.077E-06     12.3111          16     6.61667 
          16     9.85000       COMB9         Min   2.077E-06    -34.7339          16     9.85000 
          16     0.15000      COMB10         Max     -0.0015    -34.8332          16     0.15000 
          16     3.38333      COMB10         Max  -5.093E-04     12.2780          16     3.38333 
          16     6.61667      COMB10         Max   5.111E-04     12.3442          16     6.61667 
          16     9.85000      COMB10         Max      0.0015    -34.6346          16     9.85000 
          16     0.15000      COMB10         Min     -0.0015    -34.8332          16     0.15000 
          16     3.38333      COMB10         Min  -5.093E-04     12.2780          16     3.38333 
          16     6.61667      COMB10         Min   5.111E-04     12.3442          16     6.61667 
          16     9.85000      COMB10         Min      0.0015    -34.6346          16     9.85000 
          16     0.15000      COMB11         Max   3.611E-06    -34.7339          16     0.15000 
          16     3.38333      COMB11         Max   3.611E-06     12.3111          16     3.38333 
          16     6.61667      COMB11         Max   3.611E-06     12.3111          16     6.61667 
          16     9.85000      COMB11         Max   3.611E-06    -34.7339          16     9.85000 
          16     0.15000      COMB11         Min   3.611E-06    -34.7339          16     0.15000 
          16     3.38333      COMB11         Min   3.611E-06     12.3111          16     3.38333 
          16     6.61667      COMB11         Min   3.611E-06     12.3111          16     6.61667 
          16     9.85000      COMB11         Min   3.611E-06    -34.7339          16     9.85000 
          16     0.15000      COMB12         Max     -0.0015    -34.8332          16     0.15000 
          16     3.38333      COMB12         Max  -5.077E-04     12.2780          16     3.38333 
          16     6.61667      COMB12         Max   5.127E-04     12.3442          16     6.61667 
          16     9.85000      COMB12         Max      0.0015    -34.6346          16     9.85000 
          16     0.15000      COMB12         Min     -0.0015    -34.8332          16     0.15000 
          16     3.38333      COMB12         Min  -5.077E-04     12.2780          16     3.38333 
          16     6.61667      COMB12         Min   5.127E-04     12.3442          16     6.61667 
          16     9.85000      COMB12         Min      0.0015    -34.6346          16     9.85000 
          16     0.15000      COMB13         Max      0.0012    -34.7339          16     0.15000 
          16     3.38333      COMB13         Max      0.0012     12.3111          16     3.38333 
          16     6.61667      COMB13         Max      0.0012     12.3111          16     6.61667 
          16     9.85000      COMB13         Max      0.0012    -34.7339          16     9.85000 
          16     0.15000      COMB13         Min     -0.0012    -34.7339          16     0.15000 
          16     3.38333      COMB13         Min     -0.0012     12.3111          16     3.38333 
          16     6.61667      COMB13         Min     -0.0012     12.3111          16     6.61667 
          16     9.85000      COMB13         Min     -0.0012    -34.7339          16     9.85000 
          16     0.15000      COMB14         Max      0.0137    -34.4158          16     0.15000 
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          16     3.38333      COMB14         Max      0.0046     12.4171          16     3.38333 
          16     6.61667      COMB14         Max      0.0046     12.4171          16     6.61667 
          16     9.85000      COMB14         Max      0.0137    -34.4158          16     9.85000 
          16     0.15000      COMB14         Min     -0.0137    -35.0520          16     0.15000 
          16     3.38333      COMB14         Min     -0.0045     12.2051          16     3.38333 
          16     6.61667      COMB14         Min     -0.0045     12.2051          16     6.61667 
          16     9.85000      COMB14         Min     -0.0137    -35.0520          16     9.85000 
          16     0.15000         INV         Max      0.0137    -34.4158          16     0.15000 
          16     3.38333         INV         Max      0.0046     12.4171          16     3.38333 
          16     6.61667         INV         Max      0.0046     12.4171          16     6.61667 
          16     9.85000         INV         Max      0.0137    -34.4158          16     9.85000 
          16     0.15000         INV         Min     -0.0137    -35.0520          16     0.15000 
          16     3.38333         INV         Min     -0.0045     12.2051          16     3.38333 
          16     6.61667         INV         Min     -0.0045     12.2051          16     6.61667 
          16     9.85000         INV         Min     -0.0137    -35.0520          16     9.85000 
          17     0.15000          PP               8.200E-07    -34.7339          17     0.15000 
          17     3.38333          PP               8.200E-07     12.3111          17     3.38333 
          17     6.61667          PP               8.200E-07     12.3111          17     6.61667 
          17     9.85000          PP               8.200E-07    -34.7339          17     9.85000 
          17     0.15000        PERM              -1.969E-07  -1.120E-13          17     0.15000 
          17     3.38333        PERM              -1.969E-07  -3.771E-14          17     3.38333 
          17     6.61667        PERM              -1.969E-07   3.660E-14          17     6.61667 
          17     9.85000        PERM              -1.969E-07   1.109E-13          17     9.85000 
          17     0.15000        NEVE              -1.347E-07  -4.760E-14          17     0.15000 
          17     3.38333        NEVE              -1.347E-07  -1.583E-14          17     3.38333 
          17     6.61667        NEVE              -1.347E-07   1.594E-14          17     6.61667 
          17     9.85000        NEVE              -1.347E-07   4.771E-14          17     9.85000 
          17     0.15000      VENTOX              -7.185E-07   1.185E-14          17     0.15000 
          17     3.38333      VENTOX              -7.185E-07   3.949E-15          17     3.38333 
          17     6.61667      VENTOX              -7.185E-07  -3.949E-15          17     6.61667 
          17     9.85000      VENTOX              -7.185E-07  -1.185E-14          17     9.85000 
          17     0.15000      VENTOY                 -0.0035     -0.0861          17     0.15000 
          17     3.38333      VENTOY                 -0.0012     -0.0287          17     3.38333 
          17     6.61667      VENTOY                  0.0012      0.0287          17     6.61667 
          17     9.85000      VENTOY                  0.0035      0.0861          17     9.85000 
          17     0.15000      SISMAX         Max      0.0018   6.599E-09          17     0.15000 
          17     3.38333      SISMAX         Max      0.0018   2.200E-09          17     3.38333 
          17     6.61667      SISMAX         Max      0.0018   2.200E-09          17     6.61667 
          17     9.85000      SISMAX         Max      0.0018   6.599E-09          17     9.85000 
          17     0.15000      SISMAY         Max      0.0142      0.2757          17     0.15000 
          17     3.38333      SISMAY         Max      0.0047      0.0919          17     3.38333 
          17     6.61667      SISMAY         Max      0.0047      0.0919          17     6.61667 
          17     9.85000      SISMAY         Max      0.0142      0.2757          17     9.85000 
          17     0.15000        TERM               6.887E-07  -6.467E-15          17     0.15000 
          17     3.38333        TERM               6.887E-07  -2.156E-15          17     3.38333 
          17     6.61667        TERM               6.887E-07   2.154E-15          17     6.61667 
          17     9.85000        TERM               6.887E-07   6.465E-15          17     9.85000 
          17     0.15000       COMB1         Max   1.312E-06    -34.7339          17     0.15000 
          17     3.38333       COMB1         Max   1.312E-06     12.3111          17     3.38333 
          17     6.61667       COMB1         Max   1.312E-06     12.3111          17     6.61667 
          17     9.85000       COMB1         Max   1.312E-06    -34.7339          17     9.85000 
          17     0.15000       COMB1         Min   1.312E-06    -34.7339          17     0.15000 
          17     3.38333       COMB1         Min   1.312E-06     12.3111          17     3.38333 
          17     6.61667       COMB1         Min   1.312E-06     12.3111          17     6.61667 
          17     9.85000       COMB1         Min   1.312E-06    -34.7339          17     9.85000 
          17     0.15000       COMB2         Max   1.177E-06    -34.7339          17     0.15000 
          17     3.38333       COMB2         Max   1.177E-06     12.3111          17     3.38333 
          17     6.61667       COMB2         Max   1.177E-06     12.3111          17     6.61667 
          17     9.85000       COMB2         Max   1.177E-06    -34.7339          17     9.85000 
          17     0.15000       COMB2         Min   1.177E-06    -34.7339          17     0.15000 
          17     3.38333       COMB2         Min   1.177E-06     12.3111          17     3.38333 
          17     6.61667       COMB2         Min   1.177E-06     12.3111          17     6.61667 
          17     9.85000       COMB2         Min   1.177E-06    -34.7339          17     9.85000 
          17     0.15000       COMB3         Max   5.933E-07    -34.7339          17     0.15000 
          17     3.38333       COMB3         Max   5.933E-07     12.3111          17     3.38333 
          17     6.61667       COMB3         Max   5.933E-07     12.3111          17     6.61667 
          17     9.85000       COMB3         Max   5.933E-07    -34.7339          17     9.85000 
          17     0.15000       COMB3         Min   5.933E-07    -34.7339          17     0.15000 
          17     3.38333       COMB3         Min   5.933E-07     12.3111          17     3.38333 
          17     6.61667       COMB3         Min   5.933E-07     12.3111          17     6.61667 
          17     9.85000       COMB3         Min   5.933E-07    -34.7339          17     9.85000 
          17     0.15000       COMB4         Max     -0.0035    -34.8201          17     0.15000 
          17     3.38333       COMB4         Max     -0.0012     12.2824          17     3.38333 
          17     6.61667       COMB4         Max      0.0012     12.3398          17     6.61667 
          17     9.85000       COMB4         Max      0.0035    -34.6478          17     9.85000 
          17     0.15000       COMB4         Min     -0.0035    -34.8201          17     0.15000 
          17     3.38333       COMB4         Min     -0.0012     12.2824          17     3.38333 
          17     6.61667       COMB4         Min      0.0012     12.3398          17     6.61667 
          17     9.85000       COMB4         Min      0.0035    -34.6478          17     9.85000 
          17     0.15000       COMB5         Max   4.586E-07    -34.7339          17     0.15000 
          17     3.38333       COMB5         Max   4.586E-07     12.3111          17     3.38333 
          17     6.61667       COMB5         Max   4.586E-07     12.3111          17     6.61667 
          17     9.85000       COMB5         Max   4.586E-07    -34.7339          17     9.85000 
          17     0.15000       COMB5         Min   4.586E-07    -34.7339          17     0.15000 
          17     3.38333       COMB5         Min   4.586E-07     12.3111          17     3.38333 
          17     6.61667       COMB5         Min   4.586E-07     12.3111          17     6.61667 
          17     9.85000       COMB5         Min   4.586E-07    -34.7339          17     9.85000 
          17     0.15000       COMB6         Max     -0.0035    -34.8201          17     0.15000 
          17     3.38333       COMB6         Max     -0.0012     12.2824          17     3.38333 
          17     6.61667       COMB6         Max      0.0012     12.3398          17     6.61667 
          17     9.85000       COMB6         Max      0.0035    -34.6478          17     9.85000 
          17     0.15000       COMB6         Min     -0.0035    -34.8201          17     0.15000 
          17     3.38333       COMB6         Min     -0.0012     12.2824          17     3.38333 
          17     6.61667       COMB6         Min      0.0012     12.3398          17     6.61667 
          17     9.85000       COMB6         Min      0.0035    -34.6478          17     9.85000 
          17     0.15000       COMB7         Max  -6.561E-08    -34.7339          17     0.15000 
          17     3.38333       COMB7         Max  -6.561E-08     12.3111          17     3.38333 
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          17     6.61667       COMB7         Max  -6.561E-08     12.3111          17     6.61667 
          17     9.85000       COMB7         Max  -6.561E-08    -34.7339          17     9.85000 
          17     0.15000       COMB7         Min  -6.561E-08    -34.7339          17     0.15000 
          17     3.38333       COMB7         Min  -6.561E-08     12.3111          17     3.38333 
          17     6.61667       COMB7         Min  -6.561E-08     12.3111          17     6.61667 
          17     9.85000       COMB7         Min  -6.561E-08    -34.7339          17     9.85000 
          17     0.15000       COMB8         Max  -2.004E-07    -34.7339          17     0.15000 
          17     3.38333       COMB8         Max  -2.004E-07     12.3111          17     3.38333 
          17     6.61667       COMB8         Max  -2.004E-07     12.3111          17     6.61667 
          17     9.85000       COMB8         Max  -2.004E-07    -34.7339          17     9.85000 
          17     0.15000       COMB8         Min  -2.004E-07    -34.7339          17     0.15000 
          17     3.38333       COMB8         Min  -2.004E-07     12.3111          17     3.38333 
          17     6.61667       COMB8         Min  -2.004E-07     12.3111          17     6.61667 
          17     9.85000       COMB8         Min  -2.004E-07    -34.7339          17     9.85000 
          17     0.15000       COMB9         Max  -7.841E-07    -34.7339          17     0.15000 
          17     3.38333       COMB9         Max  -7.841E-07     12.3111          17     3.38333 
          17     6.61667       COMB9         Max  -7.841E-07     12.3111          17     6.61667 
          17     9.85000       COMB9         Max  -7.841E-07    -34.7339          17     9.85000 
          17     0.15000       COMB9         Min  -7.841E-07    -34.7339          17     0.15000 
          17     3.38333       COMB9         Min  -7.841E-07     12.3111          17     3.38333 
          17     6.61667       COMB9         Min  -7.841E-07     12.3111          17     6.61667 
          17     9.85000       COMB9         Min  -7.841E-07    -34.7339          17     9.85000 
          17     0.15000      COMB10         Max     -0.0035    -34.8201          17     0.15000 
          17     3.38333      COMB10         Max     -0.0012     12.2824          17     3.38333 
          17     6.61667      COMB10         Max      0.0012     12.3398          17     6.61667 
          17     9.85000      COMB10         Max      0.0035    -34.6478          17     9.85000 
          17     0.15000      COMB10         Min     -0.0035    -34.8201          17     0.15000 
          17     3.38333      COMB10         Min     -0.0012     12.2824          17     3.38333 
          17     6.61667      COMB10         Min      0.0012     12.3398          17     6.61667 
          17     9.85000      COMB10         Min      0.0035    -34.6478          17     9.85000 
          17     0.15000      COMB11         Max  -9.188E-07    -34.7339          17     0.15000 
          17     3.38333      COMB11         Max  -9.188E-07     12.3111          17     3.38333 
          17     6.61667      COMB11         Max  -9.188E-07     12.3111          17     6.61667 
          17     9.85000      COMB11         Max  -9.188E-07    -34.7339          17     9.85000 
          17     0.15000      COMB11         Min  -9.188E-07    -34.7339          17     0.15000 
          17     3.38333      COMB11         Min  -9.188E-07     12.3111          17     3.38333 
          17     6.61667      COMB11         Min  -9.188E-07     12.3111          17     6.61667 
          17     9.85000      COMB11         Min  -9.188E-07    -34.7339          17     9.85000 
          17     0.15000      COMB12         Max     -0.0035    -34.8201          17     0.15000 
          17     3.38333      COMB12         Max     -0.0012     12.2824          17     3.38333 
          17     6.61667      COMB12         Max      0.0012     12.3398          17     6.61667 
          17     9.85000      COMB12         Max      0.0035    -34.6478          17     9.85000 
          17     0.15000      COMB12         Min     -0.0035    -34.8201          17     0.15000 
          17     3.38333      COMB12         Min     -0.0012     12.2824          17     3.38333 
          17     6.61667      COMB12         Min      0.0012     12.3398          17     6.61667 
          17     9.85000      COMB12         Min      0.0035    -34.6478          17     9.85000 
          17     0.15000      COMB13         Max      0.0018    -34.7339          17     0.15000 
          17     3.38333      COMB13         Max      0.0018     12.3111          17     3.38333 
          17     6.61667      COMB13         Max      0.0018     12.3111          17     6.61667 
          17     9.85000      COMB13         Max      0.0018    -34.7339          17     9.85000 
          17     0.15000      COMB13         Min     -0.0018    -34.7339          17     0.15000 
          17     3.38333      COMB13         Min     -0.0018     12.3111          17     3.38333 
          17     6.61667      COMB13         Min     -0.0018     12.3111          17     6.61667 
          17     9.85000      COMB13         Min     -0.0018    -34.7339          17     9.85000 
          17     0.15000      COMB14         Max      0.0142    -34.4582          17     0.15000 
          17     3.38333      COMB14         Max      0.0047     12.4030          17     3.38333 
          17     6.61667      COMB14         Max      0.0047     12.4030          17     6.61667 
          17     9.85000      COMB14         Max      0.0142    -34.4582          17     9.85000 
          17     0.15000      COMB14         Min     -0.0142    -35.0096          17     0.15000 
          17     3.38333      COMB14         Min     -0.0047     12.2192          17     3.38333 
          17     6.61667      COMB14         Min     -0.0047     12.2192          17     6.61667 
          17     9.85000      COMB14         Min     -0.0142    -35.0096          17     9.85000 
          17     0.15000         INV         Max      0.0142    -34.4582          17     0.15000 
          17     3.38333         INV         Max      0.0047     12.4030          17     3.38333 
          17     6.61667         INV         Max      0.0047     12.4030          17     6.61667 
          17     9.85000         INV         Max      0.0142    -34.4582          17     9.85000 
          17     0.15000         INV         Min     -0.0142    -35.0096          17     0.15000 
          17     3.38333         INV         Min     -0.0047     12.2192          17     3.38333 
          17     6.61667         INV         Min     -0.0047     12.2192          17     6.61667 
          17     9.85000         INV         Min     -0.0142    -35.0096          17     9.85000 
          18     0.15000          PP              -4.515E-06    -34.7339          18     0.15000 
          18     3.38333          PP              -4.515E-06     12.3111          18     3.38333 
          18     6.61667          PP              -4.515E-06     12.3111          18     6.61667 
          18     9.85000          PP              -4.515E-06    -34.7339          18     9.85000 
          18     0.15000        PERM              -2.229E-05  -1.206E-13          18     0.15000 
          18     3.38333        PERM              -2.229E-05  -4.020E-14          18     3.38333 
          18     6.61667        PERM              -2.229E-05   4.020E-14          18     6.61667 
          18     9.85000        PERM              -2.229E-05   1.206E-13          18     9.85000 
          18     0.15000        NEVE              -1.525E-05  -5.084E-14          18     0.15000 
          18     3.38333        NEVE              -1.525E-05  -1.709E-14          18     3.38333 
          18     6.61667        NEVE              -1.525E-05   1.665E-14          18     6.61667 
          18     9.85000        NEVE              -1.525E-05   5.039E-14          18     9.85000 
          18     0.15000      VENTOX              -7.153E-06   1.271E-14          18     0.15000 
          18     3.38333      VENTOX              -7.153E-06   4.226E-15          18     3.38333 
          18     6.61667      VENTOX              -7.153E-06  -4.254E-15          18     6.61667 
          18     9.85000      VENTOX              -7.153E-06  -1.273E-14          18     9.85000 
          18     0.15000      VENTOY                 -0.0051     -0.0694          18     0.15000 
          18     3.38333      VENTOY                 -0.0017     -0.0231          18     3.38333 
          18     6.61667      VENTOY                  0.0017      0.0231          18     6.61667 
          18     9.85000      VENTOY                  0.0051      0.0694          18     9.85000 
          18     0.15000      SISMAX         Max      0.0027   5.961E-09          18     0.15000 
          18     3.38333      SISMAX         Max      0.0027   1.987E-09          18     3.38333 
          18     6.61667      SISMAX         Max      0.0027   1.987E-09          18     6.61667 
          18     9.85000      SISMAX         Max      0.0027   5.961E-09          18     9.85000 
          18     0.15000      SISMAY         Max      0.0150      0.2200          18     0.15000 
          18     3.38333      SISMAY         Max      0.0050      0.0733          18     3.38333 
          18     6.61667      SISMAY         Max      0.0050      0.0733          18     6.61667 
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          18     9.85000      SISMAY         Max      0.0150      0.2200          18     9.85000 
          18     0.15000        TERM              -6.798E-06  -5.855E-15          18     0.15000 
          18     3.38333        TERM              -6.798E-06  -1.951E-15          18     3.38333 
          18     6.61667        TERM              -6.798E-06   1.953E-15          18     6.61667 
          18     9.85000        TERM              -6.798E-06   5.857E-15          18     9.85000 
          18     0.15000       COMB1         Max  -3.360E-05    -34.7339          18     0.15000 
          18     3.38333       COMB1         Max  -3.360E-05     12.3111          18     3.38333 
          18     6.61667       COMB1         Max  -3.360E-05     12.3111          18     6.61667 
          18     9.85000       COMB1         Max  -3.360E-05    -34.7339          18     9.85000 
          18     0.15000       COMB1         Min  -3.360E-05    -34.7339          18     0.15000 
          18     3.38333       COMB1         Min  -3.360E-05     12.3111          18     3.38333 
          18     6.61667       COMB1         Min  -3.360E-05     12.3111          18     6.61667 
          18     9.85000       COMB1         Min  -3.360E-05    -34.7339          18     9.85000 
          18     0.15000       COMB2         Max  -4.885E-05    -34.7339          18     0.15000 
          18     3.38333       COMB2         Max  -4.885E-05     12.3111          18     3.38333 
          18     6.61667       COMB2         Max  -4.885E-05     12.3111          18     6.61667 
          18     9.85000       COMB2         Max  -4.885E-05    -34.7339          18     9.85000 
          18     0.15000       COMB2         Min  -4.885E-05    -34.7339          18     0.15000 
          18     3.38333       COMB2         Min  -4.885E-05     12.3111          18     3.38333 
          18     6.61667       COMB2         Min  -4.885E-05     12.3111          18     6.61667 
          18     9.85000       COMB2         Min  -4.885E-05    -34.7339          18     9.85000 
          18     0.15000       COMB3         Max  -4.075E-05    -34.7339          18     0.15000 
          18     3.38333       COMB3         Max  -4.075E-05     12.3111          18     3.38333 
          18     6.61667       COMB3         Max  -4.075E-05     12.3111          18     6.61667 
          18     9.85000       COMB3         Max  -4.075E-05    -34.7339          18     9.85000 
          18     0.15000       COMB3         Min  -4.075E-05    -34.7339          18     0.15000 
          18     3.38333       COMB3         Min  -4.075E-05     12.3111          18     3.38333 
          18     6.61667       COMB3         Min  -4.075E-05     12.3111          18     6.61667 
          18     9.85000       COMB3         Min  -4.075E-05    -34.7339          18     9.85000 
          18     0.15000       COMB4         Max     -0.0051    -34.8033          18     0.15000 
          18     3.38333       COMB4         Max     -0.0017     12.2880          18     3.38333 
          18     6.61667       COMB4         Max      0.0017     12.3342          18     6.61667 
          18     9.85000       COMB4         Max      0.0050    -34.6645          18     9.85000 
          18     0.15000       COMB4         Min     -0.0051    -34.8033          18     0.15000 
          18     3.38333       COMB4         Min     -0.0017     12.2880          18     3.38333 
          18     6.61667       COMB4         Min      0.0017     12.3342          18     6.61667 
          18     9.85000       COMB4         Min      0.0050    -34.6645          18     9.85000 
          18     0.15000       COMB5         Max  -5.600E-05    -34.7339          18     0.15000 
          18     3.38333       COMB5         Max  -5.600E-05     12.3111          18     3.38333 
          18     6.61667       COMB5         Max  -5.600E-05     12.3111          18     6.61667 
          18     9.85000       COMB5         Max  -5.600E-05    -34.7339          18     9.85000 
          18     0.15000       COMB5         Min  -5.600E-05    -34.7339          18     0.15000 
          18     3.38333       COMB5         Min  -5.600E-05     12.3111          18     3.38333 
          18     6.61667       COMB5         Min  -5.600E-05     12.3111          18     6.61667 
          18     9.85000       COMB5         Min  -5.600E-05    -34.7339          18     9.85000 
          18     0.15000       COMB6         Max     -0.0051    -34.8033          18     0.15000 
          18     3.38333       COMB6         Max     -0.0017     12.2880          18     3.38333 
          18     6.61667       COMB6         Max      0.0016     12.3342          18     6.61667 
          18     9.85000       COMB6         Max      0.0050    -34.6645          18     9.85000 
          18     0.15000       COMB6         Min     -0.0051    -34.8033          18     0.15000 
          18     3.38333       COMB6         Min     -0.0017     12.2880          18     3.38333 
          18     6.61667       COMB6         Min      0.0016     12.3342          18     6.61667 
          18     9.85000       COMB6         Min      0.0050    -34.6645          18     9.85000 
          18     0.15000       COMB7         Max  -2.000E-05    -34.7339          18     0.15000 
          18     3.38333       COMB7         Max  -2.000E-05     12.3111          18     3.38333 
          18     6.61667       COMB7         Max  -2.000E-05     12.3111          18     6.61667 
          18     9.85000       COMB7         Max  -2.000E-05    -34.7339          18     9.85000 
          18     0.15000       COMB7         Min  -2.000E-05    -34.7339          18     0.15000 
          18     3.38333       COMB7         Min  -2.000E-05     12.3111          18     3.38333 
          18     6.61667       COMB7         Min  -2.000E-05     12.3111          18     6.61667 
          18     9.85000       COMB7         Min  -2.000E-05    -34.7339          18     9.85000 
          18     0.15000       COMB8         Max  -3.525E-05    -34.7339          18     0.15000 
          18     3.38333       COMB8         Max  -3.525E-05     12.3111          18     3.38333 
          18     6.61667       COMB8         Max  -3.525E-05     12.3111          18     6.61667 
          18     9.85000       COMB8         Max  -3.525E-05    -34.7339          18     9.85000 
          18     0.15000       COMB8         Min  -3.525E-05    -34.7339          18     0.15000 
          18     3.38333       COMB8         Min  -3.525E-05     12.3111          18     3.38333 
          18     6.61667       COMB8         Min  -3.525E-05     12.3111          18     6.61667 
          18     9.85000       COMB8         Min  -3.525E-05    -34.7339          18     9.85000 
          18     0.15000       COMB9         Max  -2.716E-05    -34.7339          18     0.15000 
          18     3.38333       COMB9         Max  -2.716E-05     12.3111          18     3.38333 
          18     6.61667       COMB9         Max  -2.716E-05     12.3111          18     6.61667 
          18     9.85000       COMB9         Max  -2.716E-05    -34.7339          18     9.85000 
          18     0.15000       COMB9         Min  -2.716E-05    -34.7339          18     0.15000 
          18     3.38333       COMB9         Min  -2.716E-05     12.3111          18     3.38333 
          18     6.61667       COMB9         Min  -2.716E-05     12.3111          18     6.61667 
          18     9.85000       COMB9         Min  -2.716E-05    -34.7339          18     9.85000 
          18     0.15000      COMB10         Max     -0.0051    -34.8033          18     0.15000 
          18     3.38333      COMB10         Max     -0.0017     12.2880          18     3.38333 
          18     6.61667      COMB10         Max      0.0017     12.3342          18     6.61667 
          18     9.85000      COMB10         Max      0.0050    -34.6645          18     9.85000 
          18     0.15000      COMB10         Min     -0.0051    -34.8033          18     0.15000 
          18     3.38333      COMB10         Min     -0.0017     12.2880          18     3.38333 
          18     6.61667      COMB10         Min      0.0017     12.3342          18     6.61667 
          18     9.85000      COMB10         Min      0.0050    -34.6645          18     9.85000 
          18     0.15000      COMB11         Max  -4.241E-05    -34.7339          18     0.15000 
          18     3.38333      COMB11         Max  -4.241E-05     12.3111          18     3.38333 
          18     6.61667      COMB11         Max  -4.241E-05     12.3111          18     6.61667 
          18     9.85000      COMB11         Max  -4.241E-05    -34.7339          18     9.85000 
          18     0.15000      COMB11         Min  -4.241E-05    -34.7339          18     0.15000 
          18     3.38333      COMB11         Min  -4.241E-05     12.3111          18     3.38333 
          18     6.61667      COMB11         Min  -4.241E-05     12.3111          18     6.61667 
          18     9.85000      COMB11         Min  -4.241E-05    -34.7339          18     9.85000 
          18     0.15000      COMB12         Max     -0.0051    -34.8033          18     0.15000 
          18     3.38333      COMB12         Max     -0.0017     12.2880          18     3.38333 
          18     6.61667      COMB12         Max      0.0017     12.3342          18     6.61667 
          18     9.85000      COMB12         Max      0.0050    -34.6645          18     9.85000 
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          18     0.15000      COMB12         Min     -0.0051    -34.8033          18     0.15000 
          18     3.38333      COMB12         Min     -0.0017     12.2880          18     3.38333 
          18     6.61667      COMB12         Min      0.0017     12.3342          18     6.61667 
          18     9.85000      COMB12         Min      0.0050    -34.6645          18     9.85000 
          18     0.15000      COMB13         Max      0.0027    -34.7339          18     0.15000 
          18     3.38333      COMB13         Max      0.0027     12.3111          18     3.38333 
          18     6.61667      COMB13         Max      0.0027     12.3111          18     6.61667 
          18     9.85000      COMB13         Max      0.0027    -34.7339          18     9.85000 
          18     0.15000      COMB13         Min     -0.0028    -34.7339          18     0.15000 
          18     3.38333      COMB13         Min     -0.0028     12.3111          18     3.38333 
          18     6.61667      COMB13         Min     -0.0028     12.3111          18     6.61667 
          18     9.85000      COMB13         Min     -0.0028    -34.7339          18     9.85000 
          18     0.15000      COMB14         Max      0.0149    -34.5139          18     0.15000 
          18     3.38333      COMB14         Max      0.0049     12.3844          18     3.38333 
          18     6.61667      COMB14         Max      0.0049     12.3844          18     6.61667 
          18     9.85000      COMB14         Max      0.0149    -34.5139          18     9.85000 
          18     0.15000      COMB14         Min     -0.0150    -34.9539          18     0.15000 
          18     3.38333      COMB14         Min     -0.0050     12.2378          18     3.38333 
          18     6.61667      COMB14         Min     -0.0050     12.2378          18     6.61667 
          18     9.85000      COMB14         Min     -0.0150    -34.9539          18     9.85000 
          18     0.15000         INV         Max      0.0149    -34.5139          18     0.15000 
          18     3.38333         INV         Max      0.0049     12.3844          18     3.38333 
          18     6.61667         INV         Max      0.0049     12.3844          18     6.61667 
          18     9.85000         INV         Max      0.0149    -34.5139          18     9.85000 
          18     0.15000         INV         Min     -0.0150    -34.9539          18     0.15000 
          18     3.38333         INV         Min     -0.0050     12.2378          18     3.38333 
          18     6.61667         INV         Min     -0.0050     12.2378          18     6.61667 
          18     9.85000         INV         Min     -0.0150    -34.9539          18     9.85000 
          19     0.15000          PP              -2.519E-05    -34.7339          19     0.15000 
          19     3.38333          PP              -2.519E-05     12.3111          19     3.38333 
          19     6.61667          PP              -2.519E-05     12.3111          19     6.61667 
          19     9.85000          PP              -2.519E-05    -34.7339          19     9.85000 
          19     0.15000        PERM              -6.733E-05  -1.017E-13          19     0.15000 
          19     3.38333        PERM              -6.733E-05  -3.419E-14          19     3.38333 
          19     6.61667        PERM              -6.733E-05   3.330E-14          19     6.61667 
          19     9.85000        PERM              -6.733E-05   1.008E-13          19     9.85000 
          19     0.15000        NEVE              -4.607E-05  -4.221E-14          19     0.15000 
          19     3.38333        NEVE              -4.607E-05  -1.403E-14          19     3.38333 
          19     6.61667        NEVE              -4.607E-05   1.415E-14          19     6.61667 
          19     9.85000        NEVE              -4.607E-05   4.232E-14          19     9.85000 
          19     0.15000      VENTOX              -1.076E-06   1.055E-14          19     0.15000 
          19     3.38333      VENTOX              -1.076E-06   3.509E-15          19     3.38333 
          19     6.61667      VENTOX              -1.076E-06  -3.536E-15          19     6.61667 
          19     9.85000      VENTOX              -1.076E-06  -1.058E-14          19     9.85000 
          19     0.15000      VENTOY                 -0.0043     -0.0506          19     0.15000 
          19     3.38333      VENTOY                 -0.0014     -0.0169          19     3.38333 
          19     6.61667      VENTOY                  0.0014      0.0169          19     6.61667 
          19     9.85000      VENTOY                  0.0043      0.0506          19     9.85000 
          19     0.15000      SISMAX         Max      0.0045   3.712E-09          19     0.15000 
          19     3.38333      SISMAX         Max      0.0045   1.237E-09          19     3.38333 
          19     6.61667      SISMAX         Max      0.0045   1.237E-09          19     6.61667 
          19     9.85000      SISMAX         Max      0.0045   3.712E-09          19     9.85000 
          19     0.15000      SISMAY         Max      0.0156      0.1539          19     0.15000 
          19     3.38333      SISMAY         Max      0.0052      0.0513          19     3.38333 
          19     6.61667      SISMAY         Max      0.0052      0.0513          19     6.61667 
          19     9.85000      SISMAY         Max      0.0156      0.1539          19     9.85000 
          19     0.15000        TERM              -2.631E-05  -4.837E-15          19     0.15000 
          19     3.38333        TERM              -2.631E-05  -1.612E-15          19     3.38333 
          19     6.61667        TERM              -2.631E-05   1.613E-15          19     6.61667 
          19     9.85000        TERM              -2.631E-05   4.838E-15          19     9.85000 
          19     0.15000       COMB1         Max  -1.188E-04    -34.7339          19     0.15000 
          19     3.38333       COMB1         Max  -1.188E-04     12.3111          19     3.38333 
          19     6.61667       COMB1         Max  -1.188E-04     12.3111          19     6.61667 
          19     9.85000       COMB1         Max  -1.188E-04    -34.7339          19     9.85000 
          19     0.15000       COMB1         Min  -1.188E-04    -34.7339          19     0.15000 
          19     3.38333       COMB1         Min  -1.188E-04     12.3111          19     3.38333 
          19     6.61667       COMB1         Min  -1.188E-04     12.3111          19     6.61667 
          19     9.85000       COMB1         Min  -1.188E-04    -34.7339          19     9.85000 
          19     0.15000       COMB2         Max  -1.649E-04    -34.7339          19     0.15000 
          19     3.38333       COMB2         Max  -1.649E-04     12.3111          19     3.38333 
          19     6.61667       COMB2         Max  -1.649E-04     12.3111          19     6.61667 
          19     9.85000       COMB2         Max  -1.649E-04    -34.7339          19     9.85000 
          19     0.15000       COMB2         Min  -1.649E-04    -34.7339          19     0.15000 
          19     3.38333       COMB2         Min  -1.649E-04     12.3111          19     3.38333 
          19     6.61667       COMB2         Min  -1.649E-04     12.3111          19     6.61667 
          19     9.85000       COMB2         Min  -1.649E-04    -34.7339          19     9.85000 
          19     0.15000       COMB3         Max  -1.199E-04    -34.7339          19     0.15000 
          19     3.38333       COMB3         Max  -1.199E-04     12.3111          19     3.38333 
          19     6.61667       COMB3         Max  -1.199E-04     12.3111          19     6.61667 
          19     9.85000       COMB3         Max  -1.199E-04    -34.7339          19     9.85000 
          19     0.15000       COMB3         Min  -1.199E-04    -34.7339          19     0.15000 
          19     3.38333       COMB3         Min  -1.199E-04     12.3111          19     3.38333 
          19     6.61667       COMB3         Min  -1.199E-04     12.3111          19     6.61667 
          19     9.85000       COMB3         Min  -1.199E-04    -34.7339          19     9.85000 
          19     0.15000       COMB4         Max     -0.0044    -34.7845          19     0.15000 
          19     3.38333       COMB4         Max     -0.0016     12.2942          19     3.38333 
          19     6.61667       COMB4         Max      0.0013     12.3280          19     6.61667 
          19     9.85000       COMB4         Max      0.0042    -34.6833          19     9.85000 
          19     0.15000       COMB4         Min     -0.0044    -34.7845          19     0.15000 
          19     3.38333       COMB4         Min     -0.0016     12.2942          19     3.38333 
          19     6.61667       COMB4         Min      0.0013     12.3280          19     6.61667 
          19     9.85000       COMB4         Min      0.0042    -34.6833          19     9.85000 
          19     0.15000       COMB5         Max  -1.660E-04    -34.7339          19     0.15000 
          19     3.38333       COMB5         Max  -1.660E-04     12.3111          19     3.38333 
          19     6.61667       COMB5         Max  -1.660E-04     12.3111          19     6.61667 
          19     9.85000       COMB5         Max  -1.660E-04    -34.7339          19     9.85000 
          19     0.15000       COMB5         Min  -1.660E-04    -34.7339          19     0.15000 
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          19     3.38333       COMB5         Min  -1.660E-04     12.3111          19     3.38333 
          19     6.61667       COMB5         Min  -1.660E-04     12.3111          19     6.61667 
          19     9.85000       COMB5         Min  -1.660E-04    -34.7339          19     9.85000 
          19     0.15000       COMB6         Max     -0.0045    -34.7845          19     0.15000 
          19     3.38333       COMB6         Max     -0.0016     12.2942          19     3.38333 
          19     6.61667       COMB6         Max      0.0013     12.3280          19     6.61667 
          19     9.85000       COMB6         Max      0.0041    -34.6833          19     9.85000 
          19     0.15000       COMB6         Min     -0.0045    -34.7845          19     0.15000 
          19     3.38333       COMB6         Min     -0.0016     12.2942          19     3.38333 
          19     6.61667       COMB6         Min      0.0013     12.3280          19     6.61667 
          19     9.85000       COMB6         Min      0.0041    -34.6833          19     9.85000 
          19     0.15000       COMB7         Max  -6.621E-05    -34.7339          19     0.15000 
          19     3.38333       COMB7         Max  -6.621E-05     12.3111          19     3.38333 
          19     6.61667       COMB7         Max  -6.621E-05     12.3111          19     6.61667 
          19     9.85000       COMB7         Max  -6.621E-05    -34.7339          19     9.85000 
          19     0.15000       COMB7         Min  -6.621E-05    -34.7339          19     0.15000 
          19     3.38333       COMB7         Min  -6.621E-05     12.3111          19     3.38333 
          19     6.61667       COMB7         Min  -6.621E-05     12.3111          19     6.61667 
          19     9.85000       COMB7         Min  -6.621E-05    -34.7339          19     9.85000 
          19     0.15000       COMB8         Max  -1.123E-04    -34.7339          19     0.15000 
          19     3.38333       COMB8         Max  -1.123E-04     12.3111          19     3.38333 
          19     6.61667       COMB8         Max  -1.123E-04     12.3111          19     6.61667 
          19     9.85000       COMB8         Max  -1.123E-04    -34.7339          19     9.85000 
          19     0.15000       COMB8         Min  -1.123E-04    -34.7339          19     0.15000 
          19     3.38333       COMB8         Min  -1.123E-04     12.3111          19     3.38333 
          19     6.61667       COMB8         Min  -1.123E-04     12.3111          19     6.61667 
          19     9.85000       COMB8         Min  -1.123E-04    -34.7339          19     9.85000 
          19     0.15000       COMB9         Max  -6.728E-05    -34.7339          19     0.15000 
          19     3.38333       COMB9         Max  -6.728E-05     12.3111          19     3.38333 
          19     6.61667       COMB9         Max  -6.728E-05     12.3111          19     6.61667 
          19     9.85000       COMB9         Max  -6.728E-05    -34.7339          19     9.85000 
          19     0.15000       COMB9         Min  -6.728E-05    -34.7339          19     0.15000 
          19     3.38333       COMB9         Min  -6.728E-05     12.3111          19     3.38333 
          19     6.61667       COMB9         Min  -6.728E-05     12.3111          19     6.61667 
          19     9.85000       COMB9         Min  -6.728E-05    -34.7339          19     9.85000 
          19     0.15000      COMB10         Max     -0.0044    -34.7845          19     0.15000 
          19     3.38333      COMB10         Max     -0.0015     12.2942          19     3.38333 
          19     6.61667      COMB10         Max      0.0014     12.3280          19     6.61667 
          19     9.85000      COMB10         Max      0.0042    -34.6833          19     9.85000 
          19     0.15000      COMB10         Min     -0.0044    -34.7845          19     0.15000 
          19     3.38333      COMB10         Min     -0.0015     12.2942          19     3.38333 
          19     6.61667      COMB10         Min      0.0014     12.3280          19     6.61667 
          19     9.85000      COMB10         Min      0.0042    -34.6833          19     9.85000 
          19     0.15000      COMB11         Max  -1.134E-04    -34.7339          19     0.15000 
          19     3.38333      COMB11         Max  -1.134E-04     12.3111          19     3.38333 
          19     6.61667      COMB11         Max  -1.134E-04     12.3111          19     6.61667 
          19     9.85000      COMB11         Max  -1.134E-04    -34.7339          19     9.85000 
          19     0.15000      COMB11         Min  -1.134E-04    -34.7339          19     0.15000 
          19     3.38333      COMB11         Min  -1.134E-04     12.3111          19     3.38333 
          19     6.61667      COMB11         Min  -1.134E-04     12.3111          19     6.61667 
          19     9.85000      COMB11         Min  -1.134E-04    -34.7339          19     9.85000 
          19     0.15000      COMB12         Max     -0.0044    -34.7845          19     0.15000 
          19     3.38333      COMB12         Max     -0.0016     12.2942          19     3.38333 
          19     6.61667      COMB12         Max      0.0013     12.3280          19     6.61667 
          19     9.85000      COMB12         Max      0.0042    -34.6833          19     9.85000 
          19     0.15000      COMB12         Min     -0.0044    -34.7845          19     0.15000 
          19     3.38333      COMB12         Min     -0.0016     12.2942          19     3.38333 
          19     6.61667      COMB12         Min      0.0013     12.3280          19     6.61667 
          19     9.85000      COMB12         Min      0.0042    -34.6833          19     9.85000 
          19     0.15000      COMB13         Max      0.0044    -34.7339          19     0.15000 
          19     3.38333      COMB13         Max      0.0044     12.3111          19     3.38333 
          19     6.61667      COMB13         Max      0.0044     12.3111          19     6.61667 
          19     9.85000      COMB13         Max      0.0044    -34.7339          19     9.85000 
          19     0.15000      COMB13         Min     -0.0047    -34.7339          19     0.15000 
          19     3.38333      COMB13         Min     -0.0047     12.3111          19     3.38333 
          19     6.61667      COMB13         Min     -0.0047     12.3111          19     6.61667 
          19     9.85000      COMB13         Min     -0.0047    -34.7339          19     9.85000 
          19     0.15000      COMB14         Max      0.0155    -34.5800          19     0.15000 
          19     3.38333      COMB14         Max      0.0051     12.3624          19     3.38333 
          19     6.61667      COMB14         Max      0.0051     12.3624          19     6.61667 
          19     9.85000      COMB14         Max      0.0155    -34.5800          19     9.85000 
          19     0.15000      COMB14         Min     -0.0158    -34.8878          19     0.15000 
          19     3.38333      COMB14         Min     -0.0053     12.2598          19     3.38333 
          19     6.61667      COMB14         Min     -0.0053     12.2598          19     6.61667 
          19     9.85000      COMB14         Min     -0.0158    -34.8878          19     9.85000 
          19     0.15000         INV         Max      0.0155    -34.5800          19     0.15000 
          19     3.38333         INV         Max      0.0051     12.3624          19     3.38333 
          19     6.61667         INV         Max      0.0051     12.3624          19     6.61667 
          19     9.85000         INV         Max      0.0155    -34.5800          19     9.85000 
          19     0.15000         INV         Min     -0.0158    -34.8878          19     0.15000 
          19     3.38333         INV         Min     -0.0053     12.2598          19     3.38333 
          19     6.61667         INV         Min     -0.0053     12.2598          19     6.61667 
          19     9.85000         INV         Min     -0.0158    -34.8878          19     9.85000 
          20     0.15000          PP              -1.210E-05      4.9936        20-1     0.15000 
          20     0.50000          PP              -5.451E-06     -4.2370        20-1     0.50000 
          20     0.50000          PP              -5.451E-06     -4.2370        20-2     0.00000 
          20     1.00000          PP               4.043E-06     -8.9215        20-2     0.50000 
          20     1.00000          PP               4.043E-06     -8.9215        20-3     0.00000 
          20     1.25000          PP               8.790E-06     -6.8123        20-3     0.25000 
          20     1.50000          PP               1.354E-05     -5.7078        20-3     0.50000 
          20     1.50000          PP               1.354E-05     -5.7078        20-4     0.00000 
          20     2.00000          PP               2.303E-05      5.4064        20-4     0.50000 
          20     2.00000          PP               2.303E-05      5.4064        20-5     0.00000 
          20     2.35000          PP               2.968E-05     19.1423        20-5     0.35000 
          20     0.15000        PERM              -2.052E-05     -2.2664        20-1     0.15000 
          20     0.50000        PERM              -9.248E-06     -3.3672        20-1     0.50000 
          20     0.50000        PERM              -9.248E-06     -3.3672        20-2     0.00000 
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          20     1.00000        PERM               6.860E-06     -2.9011        20-2     0.50000 
          20     1.00000        PERM               6.860E-06     -2.9011        20-3     0.00000 
          20     1.25000        PERM               1.491E-05     -1.5859        20-3     0.25000 
          20     1.50000        PERM               2.297E-05     -0.5832        20-3     0.50000 
          20     1.50000        PERM               2.297E-05     -0.5832        20-4     0.00000 
          20     2.00000        PERM               3.908E-05      3.5883        20-4     0.50000 
          20     2.00000        PERM               3.908E-05      3.5883        20-5     0.00000 
          20     2.35000        PERM               5.035E-05      7.9386        20-5     0.35000 
          20     0.15000        NEVE              -1.404E-05     -1.5665        20-1     0.15000 
          20     0.50000        NEVE              -6.328E-06     -2.2299        20-1     0.50000 
          20     0.50000        NEVE              -6.328E-06     -2.2299        20-2     0.00000 
          20     1.00000        NEVE               4.694E-06     -1.9110        20-2     0.50000 
          20     1.00000        NEVE               4.694E-06     -1.9110        20-3     0.00000 
          20     1.25000        NEVE               1.020E-05     -1.1180        20-3     0.25000 
          20     1.50000        NEVE               1.571E-05     -0.3251        20-3     0.50000 
          20     1.50000        NEVE               1.571E-05     -0.3251        20-4     0.00000 
          20     2.00000        NEVE               2.674E-05      2.5291        20-4     0.50000 
          20     2.00000        NEVE               2.674E-05      2.5291        20-5     0.00000 
          20     2.35000        NEVE               3.445E-05      5.4158        20-5     0.35000 
          20     0.15000      VENTOX              -1.467E-04      0.3815        20-1     0.15000 
          20     0.50000      VENTOX              -6.611E-05      0.5467        20-1     0.50000 
          20     0.50000      VENTOX              -6.611E-05      0.5467        20-2     0.00000 
          20     1.00000      VENTOX               4.904E-05      0.4703        20-2     0.50000 
          20     1.00000      VENTOX               4.904E-05      0.4703        20-3     0.00000 
          20     1.25000      VENTOX               1.066E-04      0.2758        20-3     0.25000 
          20     1.50000      VENTOX               1.642E-04      0.0813        20-3     0.50000 
          20     1.50000      VENTOX               1.642E-04      0.0813        20-4     0.00000 
          20     2.00000      VENTOX               2.793E-04     -0.6205        20-4     0.50000 
          20     2.00000      VENTOX               2.793E-04     -0.6205        20-5     0.00000 
          20     2.35000      VENTOX               3.599E-04     -1.3310        20-5     0.35000 
          20     0.15000      VENTOY                 -0.0079     -5.5968        20-1     0.15000 
          20     0.50000      VENTOY                 -0.0061     -3.5317        20-1     0.50000 
          20     0.50000      VENTOY                 -0.0061     -3.5317        20-2     0.00000 
          20     1.00000      VENTOY                 -0.0034     -0.8926        20-2     0.50000 
          20     1.00000      VENTOY                 -0.0034     -0.8926        20-3     0.00000 
          20     1.25000      VENTOY                 -0.0020      0.2722        20-3     0.25000 
          20     1.50000      VENTOY              -7.048E-04      1.4370        20-3     0.50000 
          20     1.50000      VENTOY              -7.048E-04      1.4370        20-4     0.00000 
          20     2.00000      VENTOY                  0.0020      3.4588        20-4     0.50000 
          20     2.00000      VENTOY                  0.0020      3.4588        20-5     0.00000 
          20     2.35000      VENTOY                  0.0038      4.6597        20-5     0.35000 
          20     0.15000      SISMAX         Max      0.3861      0.2542        20-1     0.15000 
          20     0.50000      SISMAX         Max      0.0762      0.1988        20-1     0.50000 
          20     0.50000      SISMAX         Max      0.0762      0.1988        20-2     0.00000 
          20     1.00000      SISMAX         Max      0.2415      0.0919        20-2     0.50000 
          20     1.00000      SISMAX         Max      0.2415      0.0919        20-3     0.00000 
          20     1.25000      SISMAX         Max      0.2557      0.0246        20-3     0.25000 
          20     1.50000      SISMAX         Max      0.2710      0.0428        20-3     0.50000 
          20     1.50000      SISMAX         Max      0.2710      0.0428        20-4     0.00000 
          20     2.00000      SISMAX         Max      0.0864      0.2054        20-4     0.50000 
          20     2.00000      SISMAX         Max      0.0864      0.2054        20-5     0.00000 
          20     2.35000      SISMAX         Max      0.3205      0.3388        20-5     0.35000 
          20     0.15000      SISMAY         Max      0.0433     17.2691        20-1     0.15000 
          20     0.50000      SISMAY         Max      0.1088     11.7798        20-1     0.50000 
          20     0.50000      SISMAY         Max      0.1088     11.7798        20-2     0.00000 
          20     1.00000      SISMAY         Max      0.1548      3.9351        20-2     0.50000 
          20     1.00000      SISMAY         Max      0.1548      3.9351        20-3     0.00000 
          20     1.25000      SISMAY         Max      0.1368      0.0091        20-3     0.25000 
          20     1.50000      SISMAY         Max      0.1233      3.9170        20-3     0.50000 
          20     1.50000      SISMAY         Max      0.1233      3.9170        20-4     0.00000 
          20     2.00000      SISMAY         Max      0.0952     11.7822        20-4     0.50000 
          20     2.00000      SISMAY         Max      0.0952     11.7822        20-5     0.00000 
          20     2.35000      SISMAY         Max      0.1593     17.3003        20-5     0.35000 
          20     0.15000        TERM              -9.052E-05     -1.0628        20-1     0.15000 
          20     0.50000        TERM              -4.079E-05     -0.7331        20-1     0.50000 
          20     0.50000        TERM              -4.079E-05     -0.7331        20-2     0.00000 
          20     1.00000        TERM               3.025E-05     -0.2530        20-2     0.50000 
          20     1.00000        TERM               3.025E-05     -0.2530        20-3     0.00000 
          20     1.25000        TERM               6.577E-05     -0.0084        20-3     0.25000 
          20     1.50000        TERM               1.013E-04      0.2363        20-3     0.50000 
          20     1.50000        TERM               1.013E-04      0.2363        20-4     0.00000 
          20     2.00000        TERM               1.723E-04      0.7353        20-4     0.50000 
          20     2.00000        TERM               1.723E-04      0.7353        20-5     0.00000 
          20     2.35000        TERM               2.221E-04      1.0916        20-5     0.35000 
          20     0.15000       COMB1         Max  -1.231E-04      1.6644        20-1     0.15000 
          20     0.50000       COMB1         Max  -5.549E-05     -8.3373        20-1     0.50000 
          20     0.50000       COMB1         Max  -5.549E-05     -8.3373        20-2     0.00000 
          20     1.00000       COMB1         Max   4.116E-05    -12.0756        20-2     0.50000 
          20     1.00000       COMB1         Max   4.116E-05    -12.0756        20-3     0.00000 
          20     1.25000       COMB1         Max   8.948E-05     -8.4066        20-3     0.25000 
          20     1.50000       COMB1         Max   1.378E-04     -6.0547        20-3     0.50000 
          20     1.50000       COMB1         Max   1.378E-04     -6.0547        20-4     0.00000 
          20     2.00000       COMB1         Max   2.344E-04      9.7299        20-4     0.50000 
          20     2.00000       COMB1         Max   2.344E-04      9.7299        20-5     0.00000 
          20     2.35000       COMB1         Max   3.021E-04     28.1725        20-5     0.35000 
          20     0.15000       COMB1         Min  -1.231E-04      1.6644        20-1     0.15000 
          20     0.50000       COMB1         Min  -5.549E-05     -8.3373        20-1     0.50000 
          20     0.50000       COMB1         Min  -5.549E-05     -8.3373        20-2     0.00000 
          20     1.00000       COMB1         Min   4.116E-05    -12.0756        20-2     0.50000 
          20     1.00000       COMB1         Min   4.116E-05    -12.0756        20-3     0.00000 
          20     1.25000       COMB1         Min   8.948E-05     -8.4066        20-3     0.25000 
          20     1.50000       COMB1         Min   1.378E-04     -6.0547        20-3     0.50000 
          20     1.50000       COMB1         Min   1.378E-04     -6.0547        20-4     0.00000 
          20     2.00000       COMB1         Min   2.344E-04      9.7299        20-4     0.50000 
          20     2.00000       COMB1         Min   2.344E-04      9.7299        20-5     0.00000 
          20     2.35000       COMB1         Min   3.021E-04     28.1725        20-5     0.35000 
          20     0.15000       COMB2         Max  -1.372E-04      0.0979        20-1     0.15000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

310/ 799 

 
          20     0.50000       COMB2         Max  -6.181E-05    -10.5671        20-1     0.50000 
          20     0.50000       COMB2         Max  -6.181E-05    -10.5671        20-2     0.00000 
          20     1.00000       COMB2         Max   4.585E-05    -13.9866        20-2     0.50000 
          20     1.00000       COMB2         Max   4.585E-05    -13.9866        20-3     0.00000 
          20     1.25000       COMB2         Max   9.968E-05     -9.5246        20-3     0.25000 
          20     1.50000       COMB2         Max   1.535E-04     -6.3797        20-3     0.50000 
          20     1.50000       COMB2         Max   1.535E-04     -6.3797        20-4     0.00000 
          20     2.00000       COMB2         Max   2.612E-04     12.2590        20-4     0.50000 
          20     2.00000       COMB2         Max   2.612E-04     12.2590        20-5     0.00000 
          20     2.35000       COMB2         Max   3.365E-04     33.5883        20-5     0.35000 
          20     0.15000       COMB2         Min  -1.372E-04      0.0979        20-1     0.15000 
          20     0.50000       COMB2         Min  -6.181E-05    -10.5671        20-1     0.50000 
          20     0.50000       COMB2         Min  -6.181E-05    -10.5671        20-2     0.00000 
          20     1.00000       COMB2         Min   4.585E-05    -13.9866        20-2     0.50000 
          20     1.00000       COMB2         Min   4.585E-05    -13.9866        20-3     0.00000 
          20     1.25000       COMB2         Min   9.968E-05     -9.5246        20-3     0.25000 
          20     1.50000       COMB2         Min   1.535E-04     -6.3797        20-3     0.50000 
          20     1.50000       COMB2         Min   1.535E-04     -6.3797        20-4     0.00000 
          20     2.00000       COMB2         Min   2.612E-04     12.2590        20-4     0.50000 
          20     2.00000       COMB2         Min   2.612E-04     12.2590        20-5     0.00000 
          20     2.35000       COMB2         Min   3.365E-04     33.5883        20-5     0.35000 
          20     0.15000       COMB3         Max  -2.699E-04      2.0459        20-1     0.15000 
          20     0.50000       COMB3         Max  -1.216E-04     -7.7906        20-1     0.50000 
          20     0.50000       COMB3         Max  -1.216E-04     -7.7906        20-2     0.00000 
          20     1.00000       COMB3         Max   9.019E-05    -11.6053        20-2     0.50000 
          20     1.00000       COMB3         Max   9.019E-05    -11.6053        20-3     0.00000 
          20     1.25000       COMB3         Max   1.961E-04     -8.1308        20-3     0.25000 
          20     1.50000       COMB3         Max   3.020E-04     -5.9734        20-3     0.50000 
          20     1.50000       COMB3         Max   3.020E-04     -5.9734        20-4     0.00000 
          20     2.00000       COMB3         Max   5.138E-04      9.1094        20-4     0.50000 
          20     2.00000       COMB3         Max   5.138E-04      9.1094        20-5     0.00000 
          20     2.35000       COMB3         Max   6.620E-04     26.8414        20-5     0.35000 
          20     0.15000       COMB3         Min  -2.699E-04      2.0459        20-1     0.15000 
          20     0.50000       COMB3         Min  -1.216E-04     -7.7906        20-1     0.50000 
          20     0.50000       COMB3         Min  -1.216E-04     -7.7906        20-2     0.00000 
          20     1.00000       COMB3         Min   9.019E-05    -11.6053        20-2     0.50000 
          20     1.00000       COMB3         Min   9.019E-05    -11.6053        20-3     0.00000 
          20     1.25000       COMB3         Min   1.961E-04     -8.1308        20-3     0.25000 
          20     1.50000       COMB3         Min   3.020E-04     -5.9734        20-3     0.50000 
          20     1.50000       COMB3         Min   3.020E-04     -5.9734        20-4     0.00000 
          20     2.00000       COMB3         Min   5.138E-04      9.1094        20-4     0.50000 
          20     2.00000       COMB3         Min   5.138E-04      9.1094        20-5     0.00000 
          20     2.35000       COMB3         Min   6.620E-04     26.8414        20-5     0.35000 
          20     0.15000       COMB4         Max     -0.0081     -3.9324        20-1     0.15000 
          20     0.50000       COMB4         Max     -0.0061    -11.8690        20-1     0.50000 
          20     0.50000       COMB4         Max     -0.0061    -11.8690        20-2     0.00000 
          20     1.00000       COMB4         Max     -0.0033    -12.9682        20-2     0.50000 
          20     1.00000       COMB4         Max     -0.0033    -12.9682        20-3     0.00000 
          20     1.25000       COMB4         Max     -0.0020     -8.1344        20-3     0.25000 
          20     1.50000       COMB4         Max  -5.670E-04     -4.6177        20-3     0.50000 
          20     1.50000       COMB4         Max  -5.670E-04     -4.6177        20-4     0.00000 
          20     2.00000       COMB4         Max      0.0022     13.1888        20-4     0.50000 
          20     2.00000       COMB4         Max      0.0022     13.1888        20-5     0.00000 
          20     2.35000       COMB4         Max      0.0041     32.8321        20-5     0.35000 
          20     0.15000       COMB4         Min     -0.0081     -3.9324        20-1     0.15000 
          20     0.50000       COMB4         Min     -0.0061    -11.8690        20-1     0.50000 
          20     0.50000       COMB4         Min     -0.0061    -11.8690        20-2     0.00000 
          20     1.00000       COMB4         Min     -0.0033    -12.9682        20-2     0.50000 
          20     1.00000       COMB4         Min     -0.0033    -12.9682        20-3     0.00000 
          20     1.25000       COMB4         Min     -0.0020     -8.1344        20-3     0.25000 
          20     1.50000       COMB4         Min  -5.670E-04     -4.6177        20-3     0.50000 
          20     1.50000       COMB4         Min  -5.670E-04     -4.6177        20-4     0.00000 
          20     2.00000       COMB4         Min      0.0022     13.1888        20-4     0.50000 
          20     2.00000       COMB4         Min      0.0022     13.1888        20-5     0.00000 
          20     2.35000       COMB4         Min      0.0041     32.8321        20-5     0.35000 
          20     0.15000       COMB5         Max  -2.839E-04      0.4793        20-1     0.15000 
          20     0.50000       COMB5         Max  -1.279E-04    -10.0204        20-1     0.50000 
          20     0.50000       COMB5         Max  -1.279E-04    -10.0204        20-2     0.00000 
          20     1.00000       COMB5         Max   9.489E-05    -13.5163        20-2     0.50000 
          20     1.00000       COMB5         Max   9.489E-05    -13.5163        20-3     0.00000 
          20     1.25000       COMB5         Max   2.063E-04     -9.2488        20-3     0.25000 
          20     1.50000       COMB5         Max   3.177E-04     -6.2984        20-3     0.50000 
          20     1.50000       COMB5         Max   3.177E-04     -6.2984        20-4     0.00000 
          20     2.00000       COMB5         Max   5.405E-04     11.6385        20-4     0.50000 
          20     2.00000       COMB5         Max   5.405E-04     11.6385        20-5     0.00000 
          20     2.35000       COMB5         Max   6.965E-04     32.2573        20-5     0.35000 
          20     0.15000       COMB5         Min  -2.839E-04      0.4793        20-1     0.15000 
          20     0.50000       COMB5         Min  -1.279E-04    -10.0204        20-1     0.50000 
          20     0.50000       COMB5         Min  -1.279E-04    -10.0204        20-2     0.00000 
          20     1.00000       COMB5         Min   9.489E-05    -13.5163        20-2     0.50000 
          20     1.00000       COMB5         Min   9.489E-05    -13.5163        20-3     0.00000 
          20     1.25000       COMB5         Min   2.063E-04     -9.2488        20-3     0.25000 
          20     1.50000       COMB5         Min   3.177E-04     -6.2984        20-3     0.50000 
          20     1.50000       COMB5         Min   3.177E-04     -6.2984        20-4     0.00000 
          20     2.00000       COMB5         Min   5.405E-04     11.6385        20-4     0.50000 
          20     2.00000       COMB5         Min   5.405E-04     11.6385        20-5     0.00000 
          20     2.35000       COMB5         Min   6.965E-04     32.2573        20-5     0.35000 
          20     0.15000       COMB6         Max     -0.0081     -5.4989        20-1     0.15000 
          20     0.50000       COMB6         Max     -0.0061    -14.0988        20-1     0.50000 
          20     0.50000       COMB6         Max     -0.0061    -14.0988        20-2     0.00000 
          20     1.00000       COMB6         Max     -0.0033    -14.8792        20-2     0.50000 
          20     1.00000       COMB6         Max     -0.0033    -14.8792        20-3     0.00000 
          20     1.25000       COMB6         Max     -0.0019     -9.2524        20-3     0.25000 
          20     1.50000       COMB6         Max  -5.513E-04     -4.9427        20-3     0.50000 
          20     1.50000       COMB6         Max  -5.513E-04     -4.9427        20-4     0.00000 
          20     2.00000       COMB6         Max      0.0022     15.7179        20-4     0.50000 
          20     2.00000       COMB6         Max      0.0022     15.7179        20-5     0.00000 
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          20     2.35000       COMB6         Max      0.0042     38.2480        20-5     0.35000 
          20     0.15000       COMB6         Min     -0.0081     -5.4989        20-1     0.15000 
          20     0.50000       COMB6         Min     -0.0061    -14.0988        20-1     0.50000 
          20     0.50000       COMB6         Min     -0.0061    -14.0988        20-2     0.00000 
          20     1.00000       COMB6         Min     -0.0033    -14.8792        20-2     0.50000 
          20     1.00000       COMB6         Min     -0.0033    -14.8792        20-3     0.00000 
          20     1.25000       COMB6         Min     -0.0019     -9.2524        20-3     0.25000 
          20     1.50000       COMB6         Min  -5.513E-04     -4.9427        20-3     0.50000 
          20     1.50000       COMB6         Min  -5.513E-04     -4.9427        20-4     0.00000 
          20     2.00000       COMB6         Min      0.0022     15.7179        20-4     0.50000 
          20     2.00000       COMB6         Min      0.0022     15.7179        20-5     0.00000 
          20     2.35000       COMB6         Min      0.0042     38.2480        20-5     0.35000 
          20     0.15000       COMB7         Max   5.789E-05      3.7899        20-1     0.15000 
          20     0.50000       COMB7         Max   2.609E-05     -6.8711        20-1     0.50000 
          20     0.50000       COMB7         Max   2.609E-05     -6.8711        20-2     0.00000 
          20     1.00000       COMB7         Max  -1.935E-05    -11.5695        20-2     0.50000 
          20     1.00000       COMB7         Max  -1.935E-05    -11.5695        20-3     0.00000 
          20     1.25000       COMB7         Max  -4.207E-05     -8.3898        20-3     0.25000 
          20     1.50000       COMB7         Max  -6.479E-05     -6.5273        20-3     0.50000 
          20     1.50000       COMB7         Max  -6.479E-05     -6.5273        20-4     0.00000 
          20     2.00000       COMB7         Max  -1.102E-04      8.2593        20-4     0.50000 
          20     2.00000       COMB7         Max  -1.102E-04      8.2593        20-5     0.00000 
          20     2.35000       COMB7         Max  -1.420E-04     25.9893        20-5     0.35000 
          20     0.15000       COMB7         Min   5.789E-05      3.7899        20-1     0.15000 
          20     0.50000       COMB7         Min   2.609E-05     -6.8711        20-1     0.50000 
          20     0.50000       COMB7         Min   2.609E-05     -6.8711        20-2     0.00000 
          20     1.00000       COMB7         Min  -1.935E-05    -11.5695        20-2     0.50000 
          20     1.00000       COMB7         Min  -1.935E-05    -11.5695        20-3     0.00000 
          20     1.25000       COMB7         Min  -4.207E-05     -8.3898        20-3     0.25000 
          20     1.50000       COMB7         Min  -6.479E-05     -6.5273        20-3     0.50000 
          20     1.50000       COMB7         Min  -6.479E-05     -6.5273        20-4     0.00000 
          20     2.00000       COMB7         Min  -1.102E-04      8.2593        20-4     0.50000 
          20     2.00000       COMB7         Min  -1.102E-04      8.2593        20-5     0.00000 
          20     2.35000       COMB7         Min  -1.420E-04     25.9893        20-5     0.35000 
          20     0.15000       COMB8         Max   4.385E-05      2.2234        20-1     0.15000 
          20     0.50000       COMB8         Max   1.976E-05     -9.1010        20-1     0.50000 
          20     0.50000       COMB8         Max   1.976E-05     -9.1010        20-2     0.00000 
          20     1.00000       COMB8         Max  -1.466E-05    -13.4805        20-2     0.50000 
          20     1.00000       COMB8         Max  -1.466E-05    -13.4805        20-3     0.00000 
          20     1.25000       COMB8         Max  -3.187E-05     -9.5078        20-3     0.25000 
          20     1.50000       COMB8         Max  -4.907E-05     -6.8523        20-3     0.50000 
          20     1.50000       COMB8         Max  -4.907E-05     -6.8523        20-4     0.00000 
          20     2.00000       COMB8         Max  -8.349E-05     10.7884        20-4     0.50000 
          20     2.00000       COMB8         Max  -8.349E-05     10.7884        20-5     0.00000 
          20     2.35000       COMB8         Max  -1.076E-04     31.4051        20-5     0.35000 
          20     0.15000       COMB8         Min   4.385E-05      2.2234        20-1     0.15000 
          20     0.50000       COMB8         Min   1.976E-05     -9.1010        20-1     0.50000 
          20     0.50000       COMB8         Min   1.976E-05     -9.1010        20-2     0.00000 
          20     1.00000       COMB8         Min  -1.466E-05    -13.4805        20-2     0.50000 
          20     1.00000       COMB8         Min  -1.466E-05    -13.4805        20-3     0.00000 
          20     1.25000       COMB8         Min  -3.187E-05     -9.5078        20-3     0.25000 
          20     1.50000       COMB8         Min  -4.907E-05     -6.8523        20-3     0.50000 
          20     1.50000       COMB8         Min  -4.907E-05     -6.8523        20-4     0.00000 
          20     2.00000       COMB8         Min  -8.349E-05     10.7884        20-4     0.50000 
          20     2.00000       COMB8         Min  -8.349E-05     10.7884        20-5     0.00000 
          20     2.35000       COMB8         Min  -1.076E-04     31.4051        20-5     0.35000 
          20     0.15000       COMB9         Max  -8.882E-05      4.1714        20-1     0.15000 
          20     0.50000       COMB9         Max  -4.002E-05     -6.3244        20-1     0.50000 
          20     0.50000       COMB9         Max  -4.002E-05     -6.3244        20-2     0.00000 
          20     1.00000       COMB9         Max   2.969E-05    -11.0993        20-2     0.50000 
          20     1.00000       COMB9         Max   2.969E-05    -11.0993        20-3     0.00000 
          20     1.25000       COMB9         Max   6.454E-05     -8.1140        20-3     0.25000 
          20     1.50000       COMB9         Max   9.940E-05     -6.4460        20-3     0.50000 
          20     1.50000       COMB9         Max   9.940E-05     -6.4460        20-4     0.00000 
          20     2.00000       COMB9         Max   1.691E-04      7.6388        20-4     0.50000 
          20     2.00000       COMB9         Max   1.691E-04      7.6388        20-5     0.00000 
          20     2.35000       COMB9         Max   2.179E-04     24.6582        20-5     0.35000 
          20     0.15000       COMB9         Min  -8.882E-05      4.1714        20-1     0.15000 
          20     0.50000       COMB9         Min  -4.002E-05     -6.3244        20-1     0.50000 
          20     0.50000       COMB9         Min  -4.002E-05     -6.3244        20-2     0.00000 
          20     1.00000       COMB9         Min   2.969E-05    -11.0993        20-2     0.50000 
          20     1.00000       COMB9         Min   2.969E-05    -11.0993        20-3     0.00000 
          20     1.25000       COMB9         Min   6.454E-05     -8.1140        20-3     0.25000 
          20     1.50000       COMB9         Min   9.940E-05     -6.4460        20-3     0.50000 
          20     1.50000       COMB9         Min   9.940E-05     -6.4460        20-4     0.00000 
          20     2.00000       COMB9         Min   1.691E-04      7.6388        20-4     0.50000 
          20     2.00000       COMB9         Min   1.691E-04      7.6388        20-5     0.00000 
          20     2.35000       COMB9         Min   2.179E-04     24.6582        20-5     0.35000 
          20     0.15000      COMB10         Max     -0.0079     -1.8069        20-1     0.15000 
          20     0.50000      COMB10         Max     -0.0060    -10.4028        20-1     0.50000 
          20     0.50000      COMB10         Max     -0.0060    -10.4028        20-2     0.00000 
          20     1.00000      COMB10         Max     -0.0034    -12.4622        20-2     0.50000 
          20     1.00000      COMB10         Max     -0.0034    -12.4622        20-3     0.00000 
          20     1.25000      COMB10         Max     -0.0021     -8.1176        20-3     0.25000 
          20     1.50000      COMB10         Max  -7.696E-04     -5.0903        20-3     0.50000 
          20     1.50000      COMB10         Max  -7.696E-04     -5.0903        20-4     0.00000 
          20     2.00000      COMB10         Max      0.0019     11.7182        20-4     0.50000 
          20     2.00000      COMB10         Max      0.0019     11.7182        20-5     0.00000 
          20     2.35000      COMB10         Max      0.0037     30.6489        20-5     0.35000 
          20     0.15000      COMB10         Min     -0.0079     -1.8069        20-1     0.15000 
          20     0.50000      COMB10         Min     -0.0060    -10.4028        20-1     0.50000 
          20     0.50000      COMB10         Min     -0.0060    -10.4028        20-2     0.00000 
          20     1.00000      COMB10         Min     -0.0034    -12.4622        20-2     0.50000 
          20     1.00000      COMB10         Min     -0.0034    -12.4622        20-3     0.00000 
          20     1.25000      COMB10         Min     -0.0021     -8.1176        20-3     0.25000 
          20     1.50000      COMB10         Min  -7.696E-04     -5.0903        20-3     0.50000 
          20     1.50000      COMB10         Min  -7.696E-04     -5.0903        20-4     0.00000 
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          20     2.00000      COMB10         Min      0.0019     11.7182        20-4     0.50000 
          20     2.00000      COMB10         Min      0.0019     11.7182        20-5     0.00000 
          20     2.35000      COMB10         Min      0.0037     30.6489        20-5     0.35000 
          20     0.15000      COMB11         Max  -1.029E-04      2.6049        20-1     0.15000 
          20     0.50000      COMB11         Max  -4.635E-05     -8.5543        20-1     0.50000 
          20     0.50000      COMB11         Max  -4.635E-05     -8.5543        20-2     0.00000 
          20     1.00000      COMB11         Max   3.438E-05    -13.0103        20-2     0.50000 
          20     1.00000      COMB11         Max   3.438E-05    -13.0103        20-3     0.00000 
          20     1.25000      COMB11         Max   7.475E-05     -9.2320        20-3     0.25000 
          20     1.50000      COMB11         Max   1.151E-04     -6.7710        20-3     0.50000 
          20     1.50000      COMB11         Max   1.151E-04     -6.7710        20-4     0.00000 
          20     2.00000      COMB11         Max   1.958E-04     10.1679        20-4     0.50000 
          20     2.00000      COMB11         Max   1.958E-04     10.1679        20-5     0.00000 
          20     2.35000      COMB11         Max   2.524E-04     30.0741        20-5     0.35000 
          20     0.15000      COMB11         Min  -1.029E-04      2.6049        20-1     0.15000 
          20     0.50000      COMB11         Min  -4.635E-05     -8.5543        20-1     0.50000 
          20     0.50000      COMB11         Min  -4.635E-05     -8.5543        20-2     0.00000 
          20     1.00000      COMB11         Min   3.438E-05    -13.0103        20-2     0.50000 
          20     1.00000      COMB11         Min   3.438E-05    -13.0103        20-3     0.00000 
          20     1.25000      COMB11         Min   7.475E-05     -9.2320        20-3     0.25000 
          20     1.50000      COMB11         Min   1.151E-04     -6.7710        20-3     0.50000 
          20     1.50000      COMB11         Min   1.151E-04     -6.7710        20-4     0.00000 
          20     2.00000      COMB11         Min   1.958E-04     10.1679        20-4     0.50000 
          20     2.00000      COMB11         Min   1.958E-04     10.1679        20-5     0.00000 
          20     2.35000      COMB11         Min   2.524E-04     30.0741        20-5     0.35000 
          20     0.15000      COMB12         Max     -0.0079     -3.3734        20-1     0.15000 
          20     0.50000      COMB12         Max     -0.0060    -12.6327        20-1     0.50000 
          20     0.50000      COMB12         Max     -0.0060    -12.6327        20-2     0.00000 
          20     1.00000      COMB12         Max     -0.0034    -14.3732        20-2     0.50000 
          20     1.00000      COMB12         Max     -0.0034    -14.3732        20-3     0.00000 
          20     1.25000      COMB12         Max     -0.0021     -9.2357        20-3     0.25000 
          20     1.50000      COMB12         Max  -7.539E-04     -5.4153        20-3     0.50000 
          20     1.50000      COMB12         Max  -7.539E-04     -5.4153        20-4     0.00000 
          20     2.00000      COMB12         Max      0.0019     14.2473        20-4     0.50000 
          20     2.00000      COMB12         Max      0.0019     14.2473        20-5     0.00000 
          20     2.35000      COMB12         Max      0.0037     36.0648        20-5     0.35000 
          20     0.15000      COMB12         Min     -0.0079     -3.3734        20-1     0.15000 
          20     0.50000      COMB12         Min     -0.0060    -12.6327        20-1     0.50000 
          20     0.50000      COMB12         Min     -0.0060    -12.6327        20-2     0.00000 
          20     1.00000      COMB12         Min     -0.0034    -14.3732        20-2     0.50000 
          20     1.00000      COMB12         Min     -0.0034    -14.3732        20-3     0.00000 
          20     1.25000      COMB12         Min     -0.0021     -9.2357        20-3     0.25000 
          20     1.50000      COMB12         Min  -7.539E-04     -5.4153        20-3     0.50000 
          20     1.50000      COMB12         Min  -7.539E-04     -5.4153        20-4     0.00000 
          20     2.00000      COMB12         Min      0.0019     14.2473        20-4     0.50000 
          20     2.00000      COMB12         Min      0.0019     14.2473        20-5     0.00000 
          20     2.35000      COMB12         Min      0.0037     36.0648        20-5     0.35000 
          20     0.15000      COMB13         Max      0.3860      1.4148        20-1     0.15000 
          20     0.50000      COMB13         Max      0.0762     -9.6353        20-1     0.50000 
          20     0.50000      COMB13         Max      0.0762     -9.6353        20-2     0.00000 
          20     1.00000      COMB13         Max      0.2415    -13.6417        20-2     0.50000 
          20     1.00000      COMB13         Max      0.2415    -13.6417        20-3     0.00000 
          20     1.25000      COMB13         Max      0.2557     -9.4916        20-3     0.25000 
          20     1.50000      COMB13         Max      0.2711     -6.5732        20-3     0.50000 
          20     1.50000      COMB13         Max      0.2711     -6.5732        20-4     0.00000 
          20     2.00000      COMB13         Max      0.0865     11.7291        20-4     0.50000 
          20     2.00000      COMB13         Max      0.0865     11.7291        20-5     0.00000 
          20     2.35000      COMB13         Max      0.3206     32.8355        20-5     0.35000 
          20     0.15000      COMB13         Min     -0.3861      0.9065        20-1     0.15000 
          20     0.50000      COMB13         Min     -0.0763    -10.0329        20-1     0.50000 
          20     0.50000      COMB13         Min     -0.0763    -10.0329        20-2     0.00000 
          20     1.00000      COMB13         Min     -0.2415    -13.8255        20-2     0.50000 
          20     1.00000      COMB13         Min     -0.2415    -13.8255        20-3     0.00000 
          20     1.25000      COMB13         Min     -0.2556     -9.5408        20-3     0.25000 
          20     1.50000      COMB13         Min     -0.2710     -6.6588        20-3     0.50000 
          20     1.50000      COMB13         Min     -0.2710     -6.6588        20-4     0.00000 
          20     2.00000      COMB13         Min     -0.0863     11.3184        20-4     0.50000 
          20     2.00000      COMB13         Min     -0.0863     11.3184        20-5     0.00000 
          20     2.35000      COMB13         Min     -0.3204     32.1579        20-5     0.35000 
          20     0.15000      COMB14         Max      0.0432     18.4297        20-1     0.15000 
          20     0.50000      COMB14         Max      0.1088      1.9457        20-1     0.50000 
          20     0.50000      COMB14         Max      0.1088      1.9457        20-2     0.00000 
          20     1.00000      COMB14         Max      0.1548     -9.7984        20-2     0.50000 
          20     1.00000      COMB14         Max      0.1548     -9.7984        20-3     0.00000 
          20     1.25000      COMB14         Max      0.1368     -9.5071        20-3     0.25000 
          20     1.50000      COMB14         Max      0.1233     -2.6990        20-3     0.50000 
          20     1.50000      COMB14         Max      0.1233     -2.6990        20-4     0.00000 
          20     2.00000      COMB14         Max      0.0953     23.3059        20-4     0.50000 
          20     2.00000      COMB14         Max      0.0953     23.3059        20-5     0.00000 
          20     2.35000      COMB14         Max      0.1594     49.7970        20-5     0.35000 
          20     0.15000      COMB14         Min     -0.0433    -16.1084        20-1     0.15000 
          20     0.50000      COMB14         Min     -0.1088    -21.6139        20-1     0.50000 
          20     0.50000      COMB14         Min     -0.1088    -21.6139        20-2     0.00000 
          20     1.00000      COMB14         Min     -0.1548    -17.6687        20-2     0.50000 
          20     1.00000      COMB14         Min     -0.1548    -17.6687        20-3     0.00000 
          20     1.25000      COMB14         Min     -0.1368     -9.5253        20-3     0.25000 
          20     1.50000      COMB14         Min     -0.1232    -10.5331        20-3     0.50000 
          20     1.50000      COMB14         Min     -0.1232    -10.5331        20-4     0.00000 
          20     2.00000      COMB14         Min     -0.0951     -0.2585        20-4     0.50000 
          20     2.00000      COMB14         Min     -0.0951     -0.2585        20-5     0.00000 
          20     2.35000      COMB14         Min     -0.1592     15.1964        20-5     0.35000 
          20     0.15000         INV         Max      0.3860     18.4297        20-1     0.15000 
          20     0.50000         INV         Max      0.1088      1.9457        20-1     0.50000 
          20     0.50000         INV         Max      0.1088      1.9457        20-2     0.00000 
          20     1.00000         INV         Max      0.2415     -9.7984        20-2     0.50000 
          20     1.00000         INV         Max      0.2415     -9.7984        20-3     0.00000 
          20     1.25000         INV         Max      0.2557     -8.1140        20-3     0.25000 
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          20     1.50000         INV         Max      0.2711     -2.6990        20-3     0.50000 
          20     1.50000         INV         Max      0.2711     -2.6990        20-4     0.00000 
          20     2.00000         INV         Max      0.0953     23.3059        20-4     0.50000 
          20     2.00000         INV         Max      0.0953     23.3059        20-5     0.00000 
          20     2.35000         INV         Max      0.3206     49.7970        20-5     0.35000 
          20     0.15000         INV         Min     -0.3861    -16.1084        20-1     0.15000 
          20     0.50000         INV         Min     -0.1088    -21.6139        20-1     0.50000 
          20     0.50000         INV         Min     -0.1088    -21.6139        20-2     0.00000 
          20     1.00000         INV         Min     -0.2415    -17.6687        20-2     0.50000 
          20     1.00000         INV         Min     -0.2415    -17.6687        20-3     0.00000 
          20     1.25000         INV         Min     -0.2556     -9.5408        20-3     0.25000 
          20     1.50000         INV         Min     -0.2710    -10.5331        20-3     0.50000 
          20     1.50000         INV         Min     -0.2710    -10.5331        20-4     0.00000 
          20     2.00000         INV         Min     -0.0951     -0.2585        20-4     0.50000 
          20     2.00000         INV         Min     -0.0951     -0.2585        20-5     0.00000 
          20     2.35000         INV         Min     -0.3204     15.1964        20-5     0.35000 
          21     0.15000          PP               2.269E-04    -14.8906        21-1     0.15000 
          21     0.50000          PP               9.257E-05    -17.8091        21-1     0.50000 
          21     0.50000          PP               9.257E-05    -17.8091        21-2     0.00000 
          21     1.00000          PP              -9.928E-05    -13.4640        21-2     0.50000 
          21     1.00000          PP              -9.928E-05    -13.4640        21-3     0.00000 
          21     1.25000          PP              -1.952E-04     -6.8311        21-3     0.25000 
          21     1.50000          PP              -2.911E-04     -1.2028        21-3     0.50000 
          21     1.50000          PP              -2.911E-04     -1.2028        21-4     0.00000 
          21     2.00000          PP              -4.830E-04     18.9834        21-4     0.50000 
          21     2.00000          PP              -4.830E-04     18.9834        21-5     0.00000 
          21     2.35000          PP              -6.173E-04     39.0911        21-5     0.35000 
          21     0.15000        PERM               5.825E-04    -12.6060        21-1     0.15000 
          21     0.50000        PERM               2.461E-04    -10.4262        21-1     0.50000 
          21     0.50000        PERM               2.461E-04    -10.4262        21-2     0.00000 
          21     1.00000        PERM              -2.345E-04     -5.2654        21-2     0.50000 
          21     1.00000        PERM              -2.345E-04     -5.2654        21-3     0.00000 
          21     1.25000        PERM              -4.748E-04     -1.5972        21-3     0.25000 
          21     1.50000        PERM              -7.151E-04      1.7584        21-3     0.50000 
          21     1.50000        PERM              -7.151E-04      1.7584        21-4     0.00000 
          21     2.00000        PERM                 -0.0012     10.6503        21-4     0.50000 
          21     2.00000        PERM                 -0.0012     10.6503        21-5     0.00000 
          21     2.35000        PERM                 -0.0015     18.3172        21-5     0.35000 
          21     0.15000        NEVE               3.986E-04     -8.6410        21-1     0.15000 
          21     0.50000        NEVE               1.684E-04     -7.0597        21-1     0.50000 
          21     0.50000        NEVE               1.684E-04     -7.0597        21-2     0.00000 
          21     1.00000        NEVE              -1.604E-04     -3.5286        21-2     0.50000 
          21     1.00000        NEVE              -1.604E-04     -3.5286        21-3     0.00000 
          21     1.25000        NEVE              -3.249E-04     -1.1258        21-3     0.25000 
          21     1.50000        NEVE              -4.893E-04      1.2771        21-3     0.50000 
          21     1.50000        NEVE              -4.893E-04      1.2771        21-4     0.00000 
          21     2.00000        NEVE              -8.181E-04      7.3610        21-4     0.50000 
          21     2.00000        NEVE              -8.181E-04      7.3610        21-5     0.00000 
          21     2.35000        NEVE                 -0.0010     12.5170        21-5     0.35000 
          21     0.15000      VENTOX                 -0.0012      2.1697        21-1     0.15000 
          21     0.50000      VENTOX              -6.721E-04      1.7675        21-1     0.50000 
          21     0.50000      VENTOX              -6.721E-04      1.7675        21-2     0.00000 
          21     1.00000      VENTOX               1.271E-04      0.8791        21-2     0.50000 
          21     1.00000      VENTOX               1.271E-04      0.8791        21-3     0.00000 
          21     1.25000      VENTOX               5.268E-04      0.2777        21-3     0.25000 
          21     1.50000      VENTOX               9.264E-04     -0.3237        21-3     0.50000 
          21     1.50000      VENTOX               9.264E-04     -0.3237        21-4     0.00000 
          21     2.00000      VENTOX                  0.0017     -1.8418        21-4     0.50000 
          21     2.00000      VENTOX                  0.0017     -1.8418        21-5     0.00000 
          21     2.35000      VENTOX                  0.0023     -3.1259        21-5     0.35000 
          21     0.15000      VENTOY                 -0.0122     -4.5068        21-1     0.15000 
          21     0.50000      VENTOY                 -0.0057     -2.7940        21-1     0.50000 
          21     0.50000      VENTOY                 -0.0057     -2.7940        21-2     0.00000 
          21     1.00000      VENTOY                  0.0035     -0.6521        21-2     0.50000 
          21     1.00000      VENTOY                  0.0035     -0.6521        21-3     0.00000 
          21     1.25000      VENTOY                  0.0081      0.2671        21-3     0.25000 
          21     1.50000      VENTOY                  0.0127      1.1863        21-3     0.50000 
          21     1.50000      VENTOY                  0.0127      1.1863        21-4     0.00000 
          21     2.00000      VENTOY                  0.0219      2.7226        21-4     0.50000 
          21     2.00000      VENTOY                  0.0219      2.7226        21-5     0.00000 
          21     2.35000      VENTOY                  0.0283      3.5871        21-5     0.35000 
          21     0.15000      SISMAX         Max      0.3401      0.4658        21-1     0.15000 
          21     0.50000      SISMAX         Max      0.1178      0.2922        21-1     0.50000 
          21     0.50000      SISMAX         Max      0.1178      0.2922        21-2     0.00000 
          21     1.00000      SISMAX         Max      0.1988      0.0722        21-2     0.50000 
          21     1.00000      SISMAX         Max      0.1988      0.0722        21-3     0.00000 
          21     1.25000      SISMAX         Max      0.2218      0.0245        21-3     0.25000 
          21     1.50000      SISMAX         Max      0.2471      0.1206        21-3     0.50000 
          21     1.50000      SISMAX         Max      0.2471      0.1206        21-4     0.00000 
          21     2.00000      SISMAX         Max      0.1037      0.2858        21-4     0.50000 
          21     2.00000      SISMAX         Max      0.1037      0.2858        21-5     0.00000 
          21     2.35000      SISMAX         Max      0.1908      0.3823        21-5     0.35000 
          21     0.15000      SISMAY         Max      0.1477     18.7667        21-1     0.15000 
          21     0.50000      SISMAY         Max      0.0853     12.8202        21-1     0.50000 
          21     0.50000      SISMAY         Max      0.0853     12.8202        21-2     0.00000 
          21     1.00000      SISMAY         Max      0.1674      4.3016        21-2     0.50000 
          21     1.00000      SISMAY         Max      0.1674      4.3016        21-3     0.00000 
          21     1.25000      SISMAY         Max      0.1612      0.0280        21-3     0.25000 
          21     1.50000      SISMAY         Max      0.1626      4.2457        21-3     0.50000 
          21     1.50000      SISMAY         Max      0.1626      4.2457        21-4     0.00000 
          21     2.00000      SISMAY         Max      0.1427     12.8277        21-4     0.50000 
          21     2.00000      SISMAY         Max      0.1427     12.8277        21-5     0.00000 
          21     2.35000      SISMAY         Max      0.2358     18.8630        21-5     0.35000 
          21     0.15000        TERM              -4.131E-04     -1.8670        21-1     0.15000 
          21     0.50000        TERM              -2.584E-04     -1.2829        21-1     0.50000 
          21     0.50000        TERM              -2.584E-04     -1.2829        21-2     0.00000 
          21     1.00000        TERM              -3.744E-05     -0.4380        21-2     0.50000 
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          21     1.00000        TERM              -3.744E-05     -0.4380        21-3     0.00000 
          21     1.25000        TERM               7.306E-05     -0.0100        21-3     0.25000 
          21     1.50000        TERM               1.836E-04      0.4180        21-3     0.50000 
          21     1.50000        TERM               1.836E-04      0.4180        21-4     0.00000 
          21     2.00000        TERM               4.045E-04      1.2856        21-4     0.50000 
          21     2.00000        TERM               4.045E-04      1.2856        21-5     0.00000 
          21     2.35000        TERM               5.592E-04      1.9015        21-5     0.35000 
          21     0.15000       COMB1         Max   3.963E-04    -29.3636        21-1     0.15000 
          21     0.50000       COMB1         Max   8.025E-05    -29.5181        21-1     0.50000 
          21     0.50000       COMB1         Max   8.025E-05    -29.5181        21-2     0.00000 
          21     1.00000       COMB1         Max  -3.712E-04    -19.1674        21-2     0.50000 
          21     1.00000       COMB1         Max  -3.712E-04    -19.1674        21-3     0.00000 
          21     1.25000       COMB1         Max  -5.970E-04     -8.4383        21-3     0.25000 
          21     1.50000       COMB1         Max  -8.227E-04      0.9736        21-3     0.50000 
          21     1.50000       COMB1         Max  -8.227E-04      0.9736        21-4     0.00000 
          21     2.00000       COMB1         Max     -0.0013     30.9193        21-4     0.50000 
          21     2.00000       COMB1         Max     -0.0013     30.9193        21-5     0.00000 
          21     2.35000       COMB1         Max     -0.0016     59.3097        21-5     0.35000 
          21     0.15000       COMB1         Min   3.963E-04    -29.3636        21-1     0.15000 
          21     0.50000       COMB1         Min   8.025E-05    -29.5181        21-1     0.50000 
          21     0.50000       COMB1         Min   8.025E-05    -29.5181        21-2     0.00000 
          21     1.00000       COMB1         Min  -3.712E-04    -19.1674        21-2     0.50000 
          21     1.00000       COMB1         Min  -3.712E-04    -19.1674        21-3     0.00000 
          21     1.25000       COMB1         Min  -5.970E-04     -8.4383        21-3     0.25000 
          21     1.50000       COMB1         Min  -8.227E-04      0.9736        21-3     0.50000 
          21     1.50000       COMB1         Min  -8.227E-04      0.9736        21-4     0.00000 
          21     2.00000       COMB1         Min     -0.0013     30.9193        21-4     0.50000 
          21     2.00000       COMB1         Min     -0.0013     30.9193        21-5     0.00000 
          21     2.35000       COMB1         Min     -0.0016     59.3097        21-5     0.35000 
          21     0.15000       COMB2         Max   7.949E-04    -38.0046        21-1     0.15000 
          21     0.50000       COMB2         Max   2.486E-04    -36.5778        21-1     0.50000 
          21     0.50000       COMB2         Max   2.486E-04    -36.5778        21-2     0.00000 
          21     1.00000       COMB2         Max  -5.317E-04    -22.6960        21-2     0.50000 
          21     1.00000       COMB2         Max  -5.317E-04    -22.6960        21-3     0.00000 
          21     1.25000       COMB2         Max  -9.218E-04     -9.5641        21-3     0.25000 
          21     1.50000       COMB2         Max     -0.0013      2.2507        21-3     0.50000 
          21     1.50000       COMB2         Max     -0.0013      2.2507        21-4     0.00000 
          21     2.00000       COMB2         Max     -0.0021     38.2803        21-4     0.50000 
          21     2.00000       COMB2         Max     -0.0021     38.2803        21-5     0.00000 
          21     2.35000       COMB2         Max     -0.0026     71.8267        21-5     0.35000 
          21     0.15000       COMB2         Min   7.949E-04    -38.0046        21-1     0.15000 
          21     0.50000       COMB2         Min   2.486E-04    -36.5778        21-1     0.50000 
          21     0.50000       COMB2         Min   2.486E-04    -36.5778        21-2     0.00000 
          21     1.00000       COMB2         Min  -5.317E-04    -22.6960        21-2     0.50000 
          21     1.00000       COMB2         Min  -5.317E-04    -22.6960        21-3     0.00000 
          21     1.25000       COMB2         Min  -9.218E-04     -9.5641        21-3     0.25000 
          21     1.50000       COMB2         Min     -0.0013      2.2507        21-3     0.50000 
          21     1.50000       COMB2         Min     -0.0013      2.2507        21-4     0.00000 
          21     2.00000       COMB2         Min     -0.0021     38.2803        21-4     0.50000 
          21     2.00000       COMB2         Min     -0.0021     38.2803        21-5     0.00000 
          21     2.35000       COMB2         Min     -0.0026     71.8267        21-5     0.35000 
          21     0.15000       COMB3         Max  -8.353E-04    -27.1939        21-1     0.15000 
          21     0.50000       COMB3         Max  -5.918E-04    -27.7506        21-1     0.50000 
          21     0.50000       COMB3         Max  -5.918E-04    -27.7506        21-2     0.00000 
          21     1.00000       COMB3         Max  -2.441E-04    -18.2882        21-2     0.50000 
          21     1.00000       COMB3         Max  -2.441E-04    -18.2882        21-3     0.00000 
          21     1.25000       COMB3         Max  -7.020E-05     -8.1606        21-3     0.25000 
          21     1.50000       COMB3         Max   1.037E-04      0.6499        21-3     0.50000 
          21     1.50000       COMB3         Max   1.037E-04      0.6499        21-4     0.00000 
          21     2.00000       COMB3         Max   4.514E-04     29.0774        21-4     0.50000 
          21     2.00000       COMB3         Max   4.514E-04     29.0774        21-5     0.00000 
          21     2.35000       COMB3         Max   6.949E-04     56.1838        21-5     0.35000 
          21     0.15000       COMB3         Min  -8.353E-04    -27.1939        21-1     0.15000 
          21     0.50000       COMB3         Min  -5.918E-04    -27.7506        21-1     0.50000 
          21     0.50000       COMB3         Min  -5.918E-04    -27.7506        21-2     0.00000 
          21     1.00000       COMB3         Min  -2.441E-04    -18.2882        21-2     0.50000 
          21     1.00000       COMB3         Min  -2.441E-04    -18.2882        21-3     0.00000 
          21     1.25000       COMB3         Min  -7.020E-05     -8.1606        21-3     0.25000 
          21     1.50000       COMB3         Min   1.037E-04      0.6499        21-3     0.50000 
          21     1.50000       COMB3         Min   1.037E-04      0.6499        21-4     0.00000 
          21     2.00000       COMB3         Min   4.514E-04     29.0774        21-4     0.50000 
          21     2.00000       COMB3         Min   4.514E-04     29.0774        21-5     0.00000 
          21     2.35000       COMB3         Min   6.949E-04     56.1838        21-5     0.35000 
          21     0.15000       COMB4         Max     -0.0118    -33.8705        21-1     0.15000 
          21     0.50000       COMB4         Max     -0.0056    -32.3122        21-1     0.50000 
          21     0.50000       COMB4         Max     -0.0056    -32.3122        21-2     0.00000 
          21     1.00000       COMB4         Max      0.0031    -19.8194        21-2     0.50000 
          21     1.00000       COMB4         Max      0.0031    -19.8194        21-3     0.00000 
          21     1.25000       COMB4         Max      0.0075     -8.1712        21-3     0.25000 
          21     1.50000       COMB4         Max      0.0119      2.1599        21-3     0.50000 
          21     1.50000       COMB4         Max      0.0119      2.1599        21-4     0.00000 
          21     2.00000       COMB4         Max      0.0206     33.6418        21-4     0.50000 
          21     2.00000       COMB4         Max      0.0206     33.6418        21-5     0.00000 
          21     2.35000       COMB4         Max      0.0267     62.8968        21-5     0.35000 
          21     0.15000       COMB4         Min     -0.0118    -33.8705        21-1     0.15000 
          21     0.50000       COMB4         Min     -0.0056    -32.3122        21-1     0.50000 
          21     0.50000       COMB4         Min     -0.0056    -32.3122        21-2     0.00000 
          21     1.00000       COMB4         Min      0.0031    -19.8194        21-2     0.50000 
          21     1.00000       COMB4         Min      0.0031    -19.8194        21-3     0.00000 
          21     1.25000       COMB4         Min      0.0075     -8.1712        21-3     0.25000 
          21     1.50000       COMB4         Min      0.0119      2.1599        21-3     0.50000 
          21     1.50000       COMB4         Min      0.0119      2.1599        21-4     0.00000 
          21     2.00000       COMB4         Min      0.0206     33.6418        21-4     0.50000 
          21     2.00000       COMB4         Min      0.0206     33.6418        21-5     0.00000 
          21     2.35000       COMB4         Min      0.0267     62.8968        21-5     0.35000 
          21     0.15000       COMB5         Max  -4.367E-04    -35.8349        21-1     0.15000 
          21     0.50000       COMB5         Max  -4.234E-04    -34.8103        21-1     0.50000 
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          21     0.50000       COMB5         Max  -4.234E-04    -34.8103        21-2     0.00000 
          21     1.00000       COMB5         Max  -4.045E-04    -21.8169        21-2     0.50000 
          21     1.00000       COMB5         Max  -4.045E-04    -21.8169        21-3     0.00000 
          21     1.25000       COMB5         Max  -3.951E-04     -9.2863        21-3     0.25000 
          21     1.50000       COMB5         Max  -3.856E-04      1.9270        21-3     0.50000 
          21     1.50000       COMB5         Max  -3.856E-04      1.9270        21-4     0.00000 
          21     2.00000       COMB5         Max  -3.667E-04     36.4384        21-4     0.50000 
          21     2.00000       COMB5         Max  -3.667E-04     36.4384        21-5     0.00000 
          21     2.35000       COMB5         Max  -3.534E-04     68.7008        21-5     0.35000 
          21     0.15000       COMB5         Min  -4.367E-04    -35.8349        21-1     0.15000 
          21     0.50000       COMB5         Min  -4.234E-04    -34.8103        21-1     0.50000 
          21     0.50000       COMB5         Min  -4.234E-04    -34.8103        21-2     0.00000 
          21     1.00000       COMB5         Min  -4.045E-04    -21.8169        21-2     0.50000 
          21     1.00000       COMB5         Min  -4.045E-04    -21.8169        21-3     0.00000 
          21     1.25000       COMB5         Min  -3.951E-04     -9.2863        21-3     0.25000 
          21     1.50000       COMB5         Min  -3.856E-04      1.9270        21-3     0.50000 
          21     1.50000       COMB5         Min  -3.856E-04      1.9270        21-4     0.00000 
          21     2.00000       COMB5         Min  -3.667E-04     36.4384        21-4     0.50000 
          21     2.00000       COMB5         Min  -3.667E-04     36.4384        21-5     0.00000 
          21     2.35000       COMB5         Min  -3.534E-04     68.7008        21-5     0.35000 
          21     0.15000       COMB6         Max     -0.0114    -42.5114        21-1     0.15000 
          21     0.50000       COMB6         Max     -0.0055    -39.3719        21-1     0.50000 
          21     0.50000       COMB6         Max     -0.0055    -39.3719        21-2     0.00000 
          21     1.00000       COMB6         Max      0.0030    -23.3481        21-2     0.50000 
          21     1.00000       COMB6         Max      0.0030    -23.3481        21-3     0.00000 
          21     1.25000       COMB6         Max      0.0072     -9.2969        21-3     0.25000 
          21     1.50000       COMB6         Max      0.0114      3.4370        21-3     0.50000 
          21     1.50000       COMB6         Max      0.0114      3.4370        21-4     0.00000 
          21     2.00000       COMB6         Max      0.0198     41.0028        21-4     0.50000 
          21     2.00000       COMB6         Max      0.0198     41.0028        21-5     0.00000 
          21     2.35000       COMB6         Max      0.0257     75.4138        21-5     0.35000 
          21     0.15000       COMB6         Min     -0.0114    -42.5114        21-1     0.15000 
          21     0.50000       COMB6         Min     -0.0055    -39.3719        21-1     0.50000 
          21     0.50000       COMB6         Min     -0.0055    -39.3719        21-2     0.00000 
          21     1.00000       COMB6         Min      0.0030    -23.3481        21-2     0.50000 
          21     1.00000       COMB6         Min      0.0030    -23.3481        21-3     0.00000 
          21     1.25000       COMB6         Min      0.0072     -9.2969        21-3     0.25000 
          21     1.50000       COMB6         Min      0.0114      3.4370        21-3     0.50000 
          21     1.50000       COMB6         Min      0.0114      3.4370        21-4     0.00000 
          21     2.00000       COMB6         Min      0.0198     41.0028        21-4     0.50000 
          21     2.00000       COMB6         Min      0.0198     41.0028        21-5     0.00000 
          21     2.35000       COMB6         Min      0.0257     75.4138        21-5     0.35000 
          21     0.15000       COMB7         Max      0.0012    -25.6296        21-1     0.15000 
          21     0.50000       COMB7         Max   5.971E-04    -26.9523        21-1     0.50000 
          21     0.50000       COMB7         Max   5.971E-04    -26.9523        21-2     0.00000 
          21     1.00000       COMB7         Max  -2.963E-04    -18.2914        21-2     0.50000 
          21     1.00000       COMB7         Max  -2.963E-04    -18.2914        21-3     0.00000 
          21     1.25000       COMB7         Max  -7.431E-04     -8.4183        21-3     0.25000 
          21     1.50000       COMB7         Max     -0.0012      0.1376        21-3     0.50000 
          21     1.50000       COMB7         Max     -0.0012      0.1376        21-4     0.00000 
          21     2.00000       COMB7         Max     -0.0021     28.3481        21-4     0.50000 
          21     2.00000       COMB7         Max     -0.0021     28.3481        21-5     0.00000 
          21     2.35000       COMB7         Max     -0.0027     55.5068        21-5     0.35000 
          21     0.15000       COMB7         Min      0.0012    -25.6296        21-1     0.15000 
          21     0.50000       COMB7         Min   5.971E-04    -26.9523        21-1     0.50000 
          21     0.50000       COMB7         Min   5.971E-04    -26.9523        21-2     0.00000 
          21     1.00000       COMB7         Min  -2.963E-04    -18.2914        21-2     0.50000 
          21     1.00000       COMB7         Min  -2.963E-04    -18.2914        21-3     0.00000 
          21     1.25000       COMB7         Min  -7.431E-04     -8.4183        21-3     0.25000 
          21     1.50000       COMB7         Min     -0.0012      0.1376        21-3     0.50000 
          21     1.50000       COMB7         Min     -0.0012      0.1376        21-4     0.00000 
          21     2.00000       COMB7         Min     -0.0021     28.3481        21-4     0.50000 
          21     2.00000       COMB7         Min     -0.0021     28.3481        21-5     0.00000 
          21     2.35000       COMB7         Min     -0.0027     55.5068        21-5     0.35000 
          21     0.15000       COMB8         Max      0.0016    -34.2706        21-1     0.15000 
          21     0.50000       COMB8         Max   7.655E-04    -34.0120        21-1     0.50000 
          21     0.50000       COMB8         Max   7.655E-04    -34.0120        21-2     0.00000 
          21     1.00000       COMB8         Max  -4.568E-04    -21.8200        21-2     0.50000 
          21     1.00000       COMB8         Max  -4.568E-04    -21.8200        21-3     0.00000 
          21     1.25000       COMB8         Max     -0.0011     -9.5441        21-3     0.25000 
          21     1.50000       COMB8         Max     -0.0017      1.4147        21-3     0.50000 
          21     1.50000       COMB8         Max     -0.0017      1.4147        21-4     0.00000 
          21     2.00000       COMB8         Max     -0.0029     35.7091        21-4     0.50000 
          21     2.00000       COMB8         Max     -0.0029     35.7091        21-5     0.00000 
          21     2.35000       COMB8         Max     -0.0038     68.0238        21-5     0.35000 
          21     0.15000       COMB8         Min      0.0016    -34.2706        21-1     0.15000 
          21     0.50000       COMB8         Min   7.655E-04    -34.0120        21-1     0.50000 
          21     0.50000       COMB8         Min   7.655E-04    -34.0120        21-2     0.00000 
          21     1.00000       COMB8         Min  -4.568E-04    -21.8200        21-2     0.50000 
          21     1.00000       COMB8         Min  -4.568E-04    -21.8200        21-3     0.00000 
          21     1.25000       COMB8         Min     -0.0011     -9.5441        21-3     0.25000 
          21     1.50000       COMB8         Min     -0.0017      1.4147        21-3     0.50000 
          21     1.50000       COMB8         Min     -0.0017      1.4147        21-4     0.00000 
          21     2.00000       COMB8         Min     -0.0029     35.7091        21-4     0.50000 
          21     2.00000       COMB8         Min     -0.0029     35.7091        21-5     0.00000 
          21     2.35000       COMB8         Min     -0.0038     68.0238        21-5     0.35000 
          21     0.15000       COMB9         Max  -9.030E-06    -23.4599        21-1     0.15000 
          21     0.50000       COMB9         Max  -7.499E-05    -25.1848        21-1     0.50000 
          21     0.50000       COMB9         Max  -7.499E-05    -25.1848        21-2     0.00000 
          21     1.00000       COMB9         Max  -1.692E-04    -17.4123        21-2     0.50000 
          21     1.00000       COMB9         Max  -1.692E-04    -17.4123        21-3     0.00000 
          21     1.25000       COMB9         Max  -2.163E-04     -8.1406        21-3     0.25000 
          21     1.50000       COMB9         Max  -2.634E-04     -0.1861        21-3     0.50000 
          21     1.50000       COMB9         Max  -2.634E-04     -0.1861        21-4     0.00000 
          21     2.00000       COMB9         Max  -3.577E-04     26.5063        21-4     0.50000 
          21     2.00000       COMB9         Max  -3.577E-04     26.5063        21-5     0.00000 
          21     2.35000       COMB9         Max  -4.236E-04     52.3809        21-5     0.35000 
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          21     0.15000       COMB9         Min  -9.030E-06    -23.4599        21-1     0.15000 
          21     0.50000       COMB9         Min  -7.499E-05    -25.1848        21-1     0.50000 
          21     0.50000       COMB9         Min  -7.499E-05    -25.1848        21-2     0.00000 
          21     1.00000       COMB9         Min  -1.692E-04    -17.4123        21-2     0.50000 
          21     1.00000       COMB9         Min  -1.692E-04    -17.4123        21-3     0.00000 
          21     1.25000       COMB9         Min  -2.163E-04     -8.1406        21-3     0.25000 
          21     1.50000       COMB9         Min  -2.634E-04     -0.1861        21-3     0.50000 
          21     1.50000       COMB9         Min  -2.634E-04     -0.1861        21-4     0.00000 
          21     2.00000       COMB9         Min  -3.577E-04     26.5063        21-4     0.50000 
          21     2.00000       COMB9         Min  -3.577E-04     26.5063        21-5     0.00000 
          21     2.35000       COMB9         Min  -4.236E-04     52.3809        21-5     0.35000 
          21     0.15000      COMB10         Max     -0.0109    -30.1364        21-1     0.15000 
          21     0.50000      COMB10         Max     -0.0051    -29.7463        21-1     0.50000 
          21     0.50000      COMB10         Max     -0.0051    -29.7463        21-2     0.00000 
          21     1.00000      COMB10         Max      0.0032    -18.9435        21-2     0.50000 
          21     1.00000      COMB10         Max      0.0032    -18.9435        21-3     0.00000 
          21     1.25000      COMB10         Max      0.0073     -8.1512        21-3     0.25000 
          21     1.50000      COMB10         Max      0.0115      1.3240        21-3     0.50000 
          21     1.50000      COMB10         Max      0.0115      1.3240        21-4     0.00000 
          21     2.00000      COMB10         Max      0.0198     31.0707        21-4     0.50000 
          21     2.00000      COMB10         Max      0.0198     31.0707        21-5     0.00000 
          21     2.35000      COMB10         Max      0.0256     59.0939        21-5     0.35000 
          21     0.15000      COMB10         Min     -0.0109    -30.1364        21-1     0.15000 
          21     0.50000      COMB10         Min     -0.0051    -29.7463        21-1     0.50000 
          21     0.50000      COMB10         Min     -0.0051    -29.7463        21-2     0.00000 
          21     1.00000      COMB10         Min      0.0032    -18.9435        21-2     0.50000 
          21     1.00000      COMB10         Min      0.0032    -18.9435        21-3     0.00000 
          21     1.25000      COMB10         Min      0.0073     -8.1512        21-3     0.25000 
          21     1.50000      COMB10         Min      0.0115      1.3240        21-3     0.50000 
          21     1.50000      COMB10         Min      0.0115      1.3240        21-4     0.00000 
          21     2.00000      COMB10         Min      0.0198     31.0707        21-4     0.50000 
          21     2.00000      COMB10         Min      0.0198     31.0707        21-5     0.00000 
          21     2.35000      COMB10         Min      0.0256     59.0939        21-5     0.35000 
          21     0.15000      COMB11         Max   3.895E-04    -32.1008        21-1     0.15000 
          21     0.50000      COMB11         Max   9.340E-05    -32.2445        21-1     0.50000 
          21     0.50000      COMB11         Max   9.340E-05    -32.2445        21-2     0.00000 
          21     1.00000      COMB11         Max  -3.297E-04    -20.9409        21-2     0.50000 
          21     1.00000      COMB11         Max  -3.297E-04    -20.9409        21-3     0.00000 
          21     1.25000      COMB11         Max  -5.412E-04     -9.2663        21-3     0.25000 
          21     1.50000      COMB11         Max  -7.527E-04      1.0910        21-3     0.50000 
          21     1.50000      COMB11         Max  -7.527E-04      1.0910        21-4     0.00000 
          21     2.00000      COMB11         Max     -0.0012     33.8673        21-4     0.50000 
          21     2.00000      COMB11         Max     -0.0012     33.8673        21-5     0.00000 
          21     2.35000      COMB11         Max     -0.0015     64.8979        21-5     0.35000 
          21     0.15000      COMB11         Min   3.895E-04    -32.1008        21-1     0.15000 
          21     0.50000      COMB11         Min   9.340E-05    -32.2445        21-1     0.50000 
          21     0.50000      COMB11         Min   9.340E-05    -32.2445        21-2     0.00000 
          21     1.00000      COMB11         Min  -3.297E-04    -20.9409        21-2     0.50000 
          21     1.00000      COMB11         Min  -3.297E-04    -20.9409        21-3     0.00000 
          21     1.25000      COMB11         Min  -5.412E-04     -9.2663        21-3     0.25000 
          21     1.50000      COMB11         Min  -7.527E-04      1.0910        21-3     0.50000 
          21     1.50000      COMB11         Min  -7.527E-04      1.0910        21-4     0.00000 
          21     2.00000      COMB11         Min     -0.0012     33.8673        21-4     0.50000 
          21     2.00000      COMB11         Min     -0.0012     33.8673        21-5     0.00000 
          21     2.35000      COMB11         Min     -0.0015     64.8979        21-5     0.35000 
          21     0.15000      COMB12         Max     -0.0105    -38.7774        21-1     0.15000 
          21     0.50000      COMB12         Max     -0.0050    -36.8060        21-1     0.50000 
          21     0.50000      COMB12         Max     -0.0050    -36.8060        21-2     0.00000 
          21     1.00000      COMB12         Max      0.0030    -22.4721        21-2     0.50000 
          21     1.00000      COMB12         Max      0.0030    -22.4721        21-3     0.00000 
          21     1.25000      COMB12         Max      0.0070     -9.2769        21-3     0.25000 
          21     1.50000      COMB12         Max      0.0110      2.6011        21-3     0.50000 
          21     1.50000      COMB12         Max      0.0110      2.6011        21-4     0.00000 
          21     2.00000      COMB12         Max      0.0190     38.4317        21-4     0.50000 
          21     2.00000      COMB12         Max      0.0190     38.4317        21-5     0.00000 
          21     2.35000      COMB12         Max      0.0246     71.6109        21-5     0.35000 
          21     0.15000      COMB12         Min     -0.0105    -38.7774        21-1     0.15000 
          21     0.50000      COMB12         Min     -0.0050    -36.8060        21-1     0.50000 
          21     0.50000      COMB12         Min     -0.0050    -36.8060        21-2     0.00000 
          21     1.00000      COMB12         Min      0.0030    -22.4721        21-2     0.50000 
          21     1.00000      COMB12         Min      0.0030    -22.4721        21-3     0.00000 
          21     1.25000      COMB12         Min      0.0070     -9.2769        21-3     0.25000 
          21     1.50000      COMB12         Min      0.0110      2.6011        21-3     0.50000 
          21     1.50000      COMB12         Min      0.0110      2.6011        21-4     0.00000 
          21     2.00000      COMB12         Min      0.0190     38.4317        21-4     0.50000 
          21     2.00000      COMB12         Min      0.0190     38.4317        21-5     0.00000 
          21     2.35000      COMB12         Min      0.0246     71.6109        21-5     0.35000 
          21     0.15000      COMB13         Max      0.3413    -35.6718        21-1     0.15000 
          21     0.50000      COMB13         Max      0.1183    -35.0027        21-1     0.50000 
          21     0.50000      COMB13         Max      0.1183    -35.0027        21-2     0.00000 
          21     1.00000      COMB13         Max      0.1983    -22.1859        21-2     0.50000 
          21     1.00000      COMB13         Max      0.1983    -22.1859        21-3     0.00000 
          21     1.25000      COMB13         Max      0.2208     -9.5295        21-3     0.25000 
          21     1.50000      COMB13         Max      0.2456      1.9533        21-3     0.50000 
          21     1.50000      COMB13         Max      0.2456      1.9533        21-4     0.00000 
          21     2.00000      COMB13         Max      0.1012     37.2805        21-4     0.50000 
          21     2.00000      COMB13         Max      0.1012     37.2805        21-5     0.00000 
          21     2.35000      COMB13         Max      0.1876     70.3076        21-5     0.35000 
          21     0.15000      COMB13         Min     -0.3389    -36.6034        21-1     0.15000 
          21     0.50000      COMB13         Min     -0.1172    -35.5871        21-1     0.50000 
          21     0.50000      COMB13         Min     -0.1172    -35.5871        21-2     0.00000 
          21     1.00000      COMB13         Min     -0.1993    -22.3302        21-2     0.50000 
          21     1.00000      COMB13         Min     -0.1993    -22.3302        21-3     0.00000 
          21     1.25000      COMB13         Min     -0.2228     -9.5786        21-3     0.25000 
          21     1.50000      COMB13         Min     -0.2486      1.7121        21-3     0.50000 
          21     1.50000      COMB13         Min     -0.2486      1.7121        21-4     0.00000 
          21     2.00000      COMB13         Min     -0.1061     36.7089        21-4     0.50000 
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          21     2.00000      COMB13         Min     -0.1061     36.7089        21-5     0.00000 
          21     2.35000      COMB13         Min     -0.1940     69.5430        21-5     0.35000 
          21     0.15000      COMB14         Max      0.1489    -17.3708        21-1     0.15000 
          21     0.50000      COMB14         Max      0.0858    -22.4747        21-1     0.50000 
          21     0.50000      COMB14         Max      0.0858    -22.4747        21-2     0.00000 
          21     1.00000      COMB14         Max      0.1670    -17.9564        21-2     0.50000 
          21     1.00000      COMB14         Max      0.1670    -17.9564        21-3     0.00000 
          21     1.25000      COMB14         Max      0.1603     -9.5261        21-3     0.25000 
          21     1.50000      COMB14         Max      0.1611      6.0784        21-3     0.50000 
          21     1.50000      COMB14         Max      0.1611      6.0784        21-4     0.00000 
          21     2.00000      COMB14         Max      0.1402     49.8224        21-4     0.50000 
          21     2.00000      COMB14         Max      0.1402     49.8224        21-5     0.00000 
          21     2.35000      COMB14         Max      0.2326     88.7883        21-5     0.35000 
          21     0.15000      COMB14         Min     -0.1465    -54.9043        21-1     0.15000 
          21     0.50000      COMB14         Min     -0.0847    -48.1151        21-1     0.50000 
          21     0.50000      COMB14         Min     -0.0847    -48.1151        21-2     0.00000 
          21     1.00000      COMB14         Min     -0.1679    -26.5597        21-2     0.50000 
          21     1.00000      COMB14         Min     -0.1679    -26.5597        21-3     0.00000 
          21     1.25000      COMB14         Min     -0.1622     -9.5821        21-3     0.25000 
          21     1.50000      COMB14         Min     -0.1641     -2.4130        21-3     0.50000 
          21     1.50000      COMB14         Min     -0.1641     -2.4130        21-4     0.00000 
          21     2.00000      COMB14         Min     -0.1452     24.1670        21-4     0.50000 
          21     2.00000      COMB14         Min     -0.1452     24.1670        21-5     0.00000 
          21     2.35000      COMB14         Min     -0.2389     51.0623        21-5     0.35000 
          21     0.15000         INV         Max      0.3413    -17.3708        21-1     0.15000 
          21     0.50000         INV         Max      0.1183    -22.4747        21-1     0.50000 
          21     0.50000         INV         Max      0.1183    -22.4747        21-2     0.00000 
          21     1.00000         INV         Max      0.1983    -17.4123        21-2     0.50000 
          21     1.00000         INV         Max      0.1983    -17.4123        21-3     0.00000 
          21     1.25000         INV         Max      0.2208     -8.1406        21-3     0.25000 
          21     1.50000         INV         Max      0.2456      6.0784        21-3     0.50000 
          21     1.50000         INV         Max      0.2456      6.0784        21-4     0.00000 
          21     2.00000         INV         Max      0.1402     49.8224        21-4     0.50000 
          21     2.00000         INV         Max      0.1402     49.8224        21-5     0.00000 
          21     2.35000         INV         Max      0.2326     88.7883        21-5     0.35000 
          21     0.15000         INV         Min     -0.3389    -54.9043        21-1     0.15000 
          21     0.50000         INV         Min     -0.1172    -48.1151        21-1     0.50000 
          21     0.50000         INV         Min     -0.1172    -48.1151        21-2     0.00000 
          21     1.00000         INV         Min     -0.1993    -26.5597        21-2     0.50000 
          21     1.00000         INV         Min     -0.1993    -26.5597        21-3     0.00000 
          21     1.25000         INV         Min     -0.2228     -9.5821        21-3     0.25000 
          21     1.50000         INV         Min     -0.2486     -2.4130        21-3     0.50000 
          21     1.50000         INV         Min     -0.2486     -2.4130        21-4     0.00000 
          21     2.00000         INV         Min     -0.1452     24.1670        21-4     0.50000 
          21     2.00000         INV         Min     -0.1452     24.1670        21-5     0.00000 
          21     2.35000         INV         Min     -0.2389     51.0623        21-5     0.35000 
          22     0.15000          PP              -4.197E-04     51.6539        22-1     0.15000 
          22     0.50000          PP              -3.375E-04     27.1909        22-1     0.50000 
          22     0.50000          PP              -3.375E-04     27.1909        22-2     0.00000 
          22     1.00000          PP              -2.199E-04      1.1757        22-2     0.50000 
          22     1.00000          PP              -2.199E-04      1.1757        22-3     0.00000 
          22     1.25000          PP              -1.612E-04     -7.1725        22-3     0.25000 
          22     1.50000          PP              -1.024E-04    -16.5254        22-3     0.50000 
          22     1.50000          PP              -1.024E-04    -16.5254        22-4     0.00000 
          22     2.00000          PP               1.507E-05    -25.9252        22-4     0.50000 
          22     2.00000          PP               1.507E-05    -25.9252        22-5     0.00000 
          22     2.35000          PP               9.733E-05    -26.2777        22-5     0.35000 
          22     0.15000        PERM                 -0.0027     13.6437        22-1     0.15000 
          22     0.50000        PERM                 -0.0022      7.2350        22-1     0.50000 
          22     0.50000        PERM                 -0.0022      7.2350        22-2     0.00000 
          22     1.00000        PERM                 -0.0014      0.3892        22-2     0.50000 
          22     1.00000        PERM                 -0.0014      0.3892        22-3     0.00000 
          22     1.25000        PERM                 -0.0010     -1.8184        22-3     0.25000 
          22     1.50000        PERM              -6.363E-04     -4.3385        22-3     0.50000 
          22     1.50000        PERM              -6.363E-04     -4.3385        22-4     0.00000 
          22     2.00000        PERM               1.334E-04     -6.9517        22-4     0.50000 
          22     2.00000        PERM               1.334E-04     -6.9517        22-5     0.00000 
          22     2.35000        PERM               6.722E-04     -7.1710        22-5     0.35000 
          22     0.15000        NEVE                 -0.0019      9.3193        22-1     0.15000 
          22     0.50000        NEVE                 -0.0015      5.0243        22-1     0.50000 
          22     0.50000        NEVE                 -0.0015      5.0243        22-2     0.00000 
          22     1.00000        NEVE              -9.620E-04      0.3403        22-2     0.50000 
          22     1.00000        NEVE              -9.620E-04      0.3403        22-3     0.00000 
          22     1.25000        NEVE              -6.987E-04     -1.2771        22-3     0.25000 
          22     1.50000        NEVE              -4.353E-04     -2.8945        22-3     0.50000 
          22     1.50000        NEVE              -4.353E-04     -2.8945        22-4     0.00000 
          22     2.00000        NEVE               9.128E-05     -4.6825        22-4     0.50000 
          22     2.00000        NEVE               9.128E-05     -4.6825        22-5     0.00000 
          22     2.35000        NEVE               4.599E-04     -4.9223        22-5     0.35000 
          22     0.15000      VENTOX               4.590E-04     -1.8921        22-1     0.15000 
          22     0.50000      VENTOX               3.679E-04     -0.9645        22-1     0.50000 
          22     0.50000      VENTOX               3.679E-04     -0.9645        22-2     0.00000 
          22     1.00000      VENTOX               2.376E-04      0.0053        22-2     0.50000 
          22     1.00000      VENTOX               2.376E-04      0.0053        22-3     0.00000 
          22     1.25000      VENTOX               1.725E-04      0.3128        22-3     0.25000 
          22     1.50000      VENTOX               1.074E-04      0.6203        22-3     0.50000 
          22     1.50000      VENTOX               1.074E-04      0.6203        22-4     0.00000 
          22     2.00000      VENTOX              -2.279E-05      0.8808        22-4     0.50000 
          22     2.00000      VENTOX              -2.279E-05      0.8808        22-5     0.00000 
          22     2.35000      VENTOX              -1.139E-04      0.8152        22-5     0.35000 
          22     0.15000      VENTOY                  0.0155     -1.3406        22-1     0.15000 
          22     0.50000      VENTOY                  0.0123     -0.6278        22-1     0.50000 
          22     0.50000      VENTOY                  0.0123     -0.6278        22-2     0.00000 
          22     1.00000      VENTOY                  0.0077      0.0781        22-2     0.50000 
          22     1.00000      VENTOY                  0.0077      0.0781        22-3     0.00000 
          22     1.25000      VENTOY                  0.0054      0.2751        22-3     0.25000 
          22     1.50000      VENTOY                  0.0032      0.4720        22-3     0.50000 
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          22     1.50000      VENTOY                  0.0032      0.4720        22-4     0.00000 
          22     2.00000      VENTOY                 -0.0014      0.5542        22-4     0.50000 
          22     2.00000      VENTOY                 -0.0014      0.5542        22-5     0.00000 
          22     2.35000      VENTOY                 -0.0046      0.3936        22-5     0.35000 
          22     0.15000      SISMAX         Max      0.0046      6.8727        22-1     0.15000 
          22     0.50000      SISMAX         Max      0.0180      4.6538        22-1     0.50000 
          22     0.50000      SISMAX         Max      0.0180      4.6538        22-2     0.00000 
          22     1.00000      SISMAX         Max      0.0275      1.5202        22-2     0.50000 
          22     1.00000      SISMAX         Max      0.0275      1.5202        22-3     0.00000 
          22     1.25000      SISMAX         Max      0.0248      0.0294        22-3     0.25000 
          22     1.50000      SISMAX         Max      0.0224      1.5790        22-3     0.50000 
          22     1.50000      SISMAX         Max      0.0224      1.5790        22-4     0.00000 
          22     2.00000      SISMAX         Max      0.0117      4.6459        22-4     0.50000 
          22     2.00000      SISMAX         Max      0.0117      4.6459        22-5     0.00000 
          22     2.35000      SISMAX         Max      0.0219      6.7714        22-5     0.35000 
          22     0.15000      SISMAY         Max      0.1274      2.4955        22-1     0.15000 
          22     0.50000      SISMAY         Max      0.2134      1.5785        22-1     0.50000 
          22     0.50000      SISMAY         Max      0.2134      1.5785        22-2     0.00000 
          22     1.00000      SISMAY         Max      0.2932      0.4033        22-2     0.50000 
          22     1.00000      SISMAY         Max      0.2932      0.4033        22-3     0.00000 
          22     1.25000      SISMAY         Max      0.2496      0.1182        22-3     0.25000 
          22     1.50000      SISMAY         Max      0.2144      0.6386        22-3     0.50000 
          22     1.50000      SISMAY         Max      0.2144      0.6386        22-4     0.00000 
          22     2.00000      SISMAY         Max      0.1652      1.5470        22-4     0.50000 
          22     2.00000      SISMAY         Max      0.1652      1.5470        22-5     0.00000 
          22     2.35000      SISMAY         Max      0.3254      2.0903        22-5     0.35000 
          22     0.15000        TERM              -3.348E-04      6.6570        22-1     0.15000 
          22     0.50000        TERM              -2.692E-04      4.5283        22-1     0.50000 
          22     0.50000        TERM              -2.692E-04      4.5283        22-2     0.00000 
          22     1.00000        TERM              -1.754E-04      1.5001        22-2     0.50000 
          22     1.00000        TERM              -1.754E-04      1.5001        22-3     0.00000 
          22     1.25000        TERM              -1.285E-04     -0.0086        22-3     0.25000 
          22     1.50000        TERM              -8.165E-05     -1.5173        22-3     0.50000 
          22     1.50000        TERM              -8.165E-05     -1.5173        22-4     0.00000 
          22     2.00000        TERM               1.211E-05     -4.5260        22-4     0.50000 
          22     2.00000        TERM               1.211E-05     -4.5260        22-5     0.00000 
          22     2.35000        TERM               7.774E-05     -6.6274        22-5     0.35000 
          22     0.15000       COMB1         Max     -0.0035     71.9546        22-1     0.15000 
          22     0.50000       COMB1         Max     -0.0028     38.9542        22-1     0.50000 
          22     0.50000       COMB1         Max     -0.0028     38.9542        22-2     0.00000 
          22     1.00000       COMB1         Max     -0.0018      3.0650        22-2     0.50000 
          22     1.00000       COMB1         Max     -0.0018      3.0650        22-3     0.00000 
          22     1.25000       COMB1         Max     -0.0013     -8.9995        22-3     0.25000 
          22     1.50000       COMB1         Max  -8.204E-04    -22.3812        22-3     0.50000 
          22     1.50000       COMB1         Max  -8.204E-04    -22.3812        22-4     0.00000 
          22     2.00000       COMB1         Max   1.606E-04    -37.4029        22-4     0.50000 
          22     2.00000       COMB1         Max   1.606E-04    -37.4029        22-5     0.00000 
          22     2.35000       COMB1         Max   8.473E-04    -40.0761        22-5     0.35000 
          22     0.15000       COMB1         Min     -0.0035     71.9546        22-1     0.15000 
          22     0.50000       COMB1         Min     -0.0028     38.9542        22-1     0.50000 
          22     0.50000       COMB1         Min     -0.0028     38.9542        22-2     0.00000 
          22     1.00000       COMB1         Min     -0.0018      3.0650        22-2     0.50000 
          22     1.00000       COMB1         Min     -0.0018      3.0650        22-3     0.00000 
          22     1.25000       COMB1         Min     -0.0013     -8.9995        22-3     0.25000 
          22     1.50000       COMB1         Min  -8.204E-04    -22.3812        22-3     0.50000 
          22     1.50000       COMB1         Min  -8.204E-04    -22.3812        22-4     0.00000 
          22     2.00000       COMB1         Min   1.606E-04    -37.4029        22-4     0.50000 
          22     2.00000       COMB1         Min   1.606E-04    -37.4029        22-5     0.00000 
          22     2.35000       COMB1         Min   8.473E-04    -40.0761        22-5     0.35000 
          22     0.15000       COMB2         Max     -0.0053     81.2739        22-1     0.15000 
          22     0.50000       COMB2         Max     -0.0043     43.9785        22-1     0.50000 
          22     0.50000       COMB2         Max     -0.0043     43.9785        22-2     0.00000 
          22     1.00000       COMB2         Max     -0.0028      3.4053        22-2     0.50000 
          22     1.00000       COMB2         Max     -0.0028      3.4053        22-3     0.00000 
          22     1.25000       COMB2         Max     -0.0020    -10.2766        22-3     0.25000 
          22     1.50000       COMB2         Max     -0.0013    -25.2757        22-3     0.50000 
          22     1.50000       COMB2         Max     -0.0013    -25.2757        22-4     0.00000 
          22     2.00000       COMB2         Max   2.519E-04    -42.0853        22-4     0.50000 
          22     2.00000       COMB2         Max   2.519E-04    -42.0853        22-5     0.00000 
          22     2.35000       COMB2         Max      0.0013    -44.9984        22-5     0.35000 
          22     0.15000       COMB2         Min     -0.0053     81.2739        22-1     0.15000 
          22     0.50000       COMB2         Min     -0.0043     43.9785        22-1     0.50000 
          22     0.50000       COMB2         Min     -0.0043     43.9785        22-2     0.00000 
          22     1.00000       COMB2         Min     -0.0028      3.4053        22-2     0.50000 
          22     1.00000       COMB2         Min     -0.0028      3.4053        22-3     0.00000 
          22     1.25000       COMB2         Min     -0.0020    -10.2766        22-3     0.25000 
          22     1.50000       COMB2         Min     -0.0013    -25.2757        22-3     0.50000 
          22     1.50000       COMB2         Min     -0.0013    -25.2757        22-4     0.00000 
          22     2.00000       COMB2         Min   2.519E-04    -42.0853        22-4     0.50000 
          22     2.00000       COMB2         Min   2.519E-04    -42.0853        22-5     0.00000 
          22     2.35000       COMB2         Min      0.0013    -44.9984        22-5     0.35000 
          22     0.15000       COMB3         Max     -0.0030     70.0624        22-1     0.15000 
          22     0.50000       COMB3         Max     -0.0024     37.9898        22-1     0.50000 
          22     0.50000       COMB3         Max     -0.0024     37.9898        22-2     0.00000 
          22     1.00000       COMB3         Max     -0.0016      3.0703        22-2     0.50000 
          22     1.00000       COMB3         Max     -0.0016      3.0703        22-3     0.00000 
          22     1.25000       COMB3         Max     -0.0011     -8.6868        22-3     0.25000 
          22     1.50000       COMB3         Max  -7.129E-04    -21.7610        22-3     0.50000 
          22     1.50000       COMB3         Max  -7.129E-04    -21.7610        22-4     0.00000 
          22     2.00000       COMB3         Max   1.378E-04    -36.5221        22-4     0.50000 
          22     2.00000       COMB3         Max   1.378E-04    -36.5221        22-5     0.00000 
          22     2.35000       COMB3         Max   7.333E-04    -39.2609        22-5     0.35000 
          22     0.15000       COMB3         Min     -0.0030     70.0624        22-1     0.15000 
          22     0.50000       COMB3         Min     -0.0024     37.9898        22-1     0.50000 
          22     0.50000       COMB3         Min     -0.0024     37.9898        22-2     0.00000 
          22     1.00000       COMB3         Min     -0.0016      3.0703        22-2     0.50000 
          22     1.00000       COMB3         Min     -0.0016      3.0703        22-3     0.00000 
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          22     1.25000       COMB3         Min     -0.0011     -8.6868        22-3     0.25000 
          22     1.50000       COMB3         Min  -7.129E-04    -21.7610        22-3     0.50000 
          22     1.50000       COMB3         Min  -7.129E-04    -21.7610        22-4     0.00000 
          22     2.00000       COMB3         Min   1.378E-04    -36.5221        22-4     0.50000 
          22     2.00000       COMB3         Min   1.378E-04    -36.5221        22-5     0.00000 
          22     2.35000       COMB3         Min   7.333E-04    -39.2609        22-5     0.35000 
          22     0.15000       COMB4         Max      0.0120     70.6140        22-1     0.15000 
          22     0.50000       COMB4         Max      0.0095     38.3265        22-1     0.50000 
          22     0.50000       COMB4         Max      0.0095     38.3265        22-2     0.00000 
          22     1.00000       COMB4         Max      0.0059      3.1431        22-2     0.50000 
          22     1.00000       COMB4         Max      0.0059      3.1431        22-3     0.00000 
          22     1.25000       COMB4         Max      0.0041     -8.7245        22-3     0.25000 
          22     1.50000       COMB4         Max      0.0023    -21.9092        22-3     0.50000 
          22     1.50000       COMB4         Max      0.0023    -21.9092        22-4     0.00000 
          22     2.00000       COMB4         Max     -0.0012    -36.8487        22-4     0.50000 
          22     2.00000       COMB4         Max     -0.0012    -36.8487        22-5     0.00000 
          22     2.35000       COMB4         Max     -0.0037    -39.6825        22-5     0.35000 
          22     0.15000       COMB4         Min      0.0120     70.6140        22-1     0.15000 
          22     0.50000       COMB4         Min      0.0095     38.3265        22-1     0.50000 
          22     0.50000       COMB4         Min      0.0095     38.3265        22-2     0.00000 
          22     1.00000       COMB4         Min      0.0059      3.1431        22-2     0.50000 
          22     1.00000       COMB4         Min      0.0059      3.1431        22-3     0.00000 
          22     1.25000       COMB4         Min      0.0041     -8.7245        22-3     0.25000 
          22     1.50000       COMB4         Min      0.0023    -21.9092        22-3     0.50000 
          22     1.50000       COMB4         Min      0.0023    -21.9092        22-4     0.00000 
          22     2.00000       COMB4         Min     -0.0012    -36.8487        22-4     0.50000 
          22     2.00000       COMB4         Min     -0.0012    -36.8487        22-5     0.00000 
          22     2.35000       COMB4         Min     -0.0037    -39.6825        22-5     0.35000 
          22     0.15000       COMB5         Max     -0.0049     79.3817        22-1     0.15000 
          22     0.50000       COMB5         Max     -0.0039     43.0140        22-1     0.50000 
          22     0.50000       COMB5         Max     -0.0039     43.0140        22-2     0.00000 
          22     1.00000       COMB5         Max     -0.0025      3.4106        22-2     0.50000 
          22     1.00000       COMB5         Max     -0.0025      3.4106        22-3     0.00000 
          22     1.25000       COMB5         Max     -0.0018     -9.9639        22-3     0.25000 
          22     1.50000       COMB5         Max     -0.0011    -24.6555        22-3     0.50000 
          22     1.50000       COMB5         Max     -0.0011    -24.6555        22-4     0.00000 
          22     2.00000       COMB5         Max   2.291E-04    -41.2045        22-4     0.50000 
          22     2.00000       COMB5         Max   2.291E-04    -41.2045        22-5     0.00000 
          22     2.35000       COMB5         Max      0.0012    -44.1832        22-5     0.35000 
          22     0.15000       COMB5         Min     -0.0049     79.3817        22-1     0.15000 
          22     0.50000       COMB5         Min     -0.0039     43.0140        22-1     0.50000 
          22     0.50000       COMB5         Min     -0.0039     43.0140        22-2     0.00000 
          22     1.00000       COMB5         Min     -0.0025      3.4106        22-2     0.50000 
          22     1.00000       COMB5         Min     -0.0025      3.4106        22-3     0.00000 
          22     1.25000       COMB5         Min     -0.0018     -9.9639        22-3     0.25000 
          22     1.50000       COMB5         Min     -0.0011    -24.6555        22-3     0.50000 
          22     1.50000       COMB5         Min     -0.0011    -24.6555        22-4     0.00000 
          22     2.00000       COMB5         Min   2.291E-04    -41.2045        22-4     0.50000 
          22     2.00000       COMB5         Min   2.291E-04    -41.2045        22-5     0.00000 
          22     2.35000       COMB5         Min      0.0012    -44.1832        22-5     0.35000 
          22     0.15000       COMB6         Max      0.0102     79.9333        22-1     0.15000 
          22     0.50000       COMB6         Max      0.0080     43.3507        22-1     0.50000 
          22     0.50000       COMB6         Max      0.0080     43.3507        22-2     0.00000 
          22     1.00000       COMB6         Max      0.0050      3.4834        22-2     0.50000 
          22     1.00000       COMB6         Max      0.0050      3.4834        22-3     0.00000 
          22     1.25000       COMB6         Max      0.0034    -10.0016        22-3     0.25000 
          22     1.50000       COMB6         Max      0.0019    -24.8037        22-3     0.50000 
          22     1.50000       COMB6         Max      0.0019    -24.8037        22-4     0.00000 
          22     2.00000       COMB6         Max     -0.0011    -41.5312        22-4     0.50000 
          22     2.00000       COMB6         Max     -0.0011    -41.5312        22-5     0.00000 
          22     2.35000       COMB6         Max     -0.0033    -44.6048        22-5     0.35000 
          22     0.15000       COMB6         Min      0.0102     79.9333        22-1     0.15000 
          22     0.50000       COMB6         Min      0.0080     43.3507        22-1     0.50000 
          22     0.50000       COMB6         Min      0.0080     43.3507        22-2     0.00000 
          22     1.00000       COMB6         Min      0.0050      3.4834        22-2     0.50000 
          22     1.00000       COMB6         Min      0.0050      3.4834        22-3     0.00000 
          22     1.25000       COMB6         Min      0.0034    -10.0016        22-3     0.25000 
          22     1.50000       COMB6         Min      0.0019    -24.8037        22-3     0.50000 
          22     1.50000       COMB6         Min      0.0019    -24.8037        22-4     0.00000 
          22     2.00000       COMB6         Min     -0.0011    -41.5312        22-4     0.50000 
          22     2.00000       COMB6         Min     -0.0011    -41.5312        22-5     0.00000 
          22     2.35000       COMB6         Min     -0.0033    -44.6048        22-5     0.35000 
          22     0.15000       COMB7         Max     -0.0028     58.6406        22-1     0.15000 
          22     0.50000       COMB7         Max     -0.0022     29.8977        22-1     0.50000 
          22     0.50000       COMB7         Max     -0.0022     29.8977        22-2     0.00000 
          22     1.00000       COMB7         Max     -0.0015      0.0648        22-2     0.50000 
          22     1.00000       COMB7         Max     -0.0015      0.0648        22-3     0.00000 
          22     1.25000       COMB7         Max     -0.0011     -8.9823        22-3     0.25000 
          22     1.50000       COMB7         Max  -6.571E-04    -19.3467        22-3     0.50000 
          22     1.50000       COMB7         Max  -6.571E-04    -19.3467        22-4     0.00000 
          22     2.00000       COMB7         Max   1.364E-04    -28.3509        22-4     0.50000 
          22     2.00000       COMB7         Max   1.364E-04    -28.3509        22-5     0.00000 
          22     2.35000       COMB7         Max   6.918E-04    -26.8214        22-5     0.35000 
          22     0.15000       COMB7         Min     -0.0028     58.6406        22-1     0.15000 
          22     0.50000       COMB7         Min     -0.0022     29.8977        22-1     0.50000 
          22     0.50000       COMB7         Min     -0.0022     29.8977        22-2     0.00000 
          22     1.00000       COMB7         Min     -0.0015      0.0648        22-2     0.50000 
          22     1.00000       COMB7         Min     -0.0015      0.0648        22-3     0.00000 
          22     1.25000       COMB7         Min     -0.0011     -8.9823        22-3     0.25000 
          22     1.50000       COMB7         Min  -6.571E-04    -19.3467        22-3     0.50000 
          22     1.50000       COMB7         Min  -6.571E-04    -19.3467        22-4     0.00000 
          22     2.00000       COMB7         Min   1.364E-04    -28.3509        22-4     0.50000 
          22     2.00000       COMB7         Min   1.364E-04    -28.3509        22-5     0.00000 
          22     2.35000       COMB7         Min   6.918E-04    -26.8214        22-5     0.35000 
          22     0.15000       COMB8         Max     -0.0047     67.9599        22-1     0.15000 
          22     0.50000       COMB8         Max     -0.0037     34.9219        22-1     0.50000 
          22     0.50000       COMB8         Max     -0.0037     34.9219        22-2     0.00000 
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          22     1.00000       COMB8         Max     -0.0024      0.4051        22-2     0.50000 
          22     1.00000       COMB8         Max     -0.0024      0.4051        22-3     0.00000 
          22     1.25000       COMB8         Max     -0.0018    -10.2594        22-3     0.25000 
          22     1.50000       COMB8         Max     -0.0011    -22.2412        22-3     0.50000 
          22     1.50000       COMB8         Max     -0.0011    -22.2412        22-4     0.00000 
          22     2.00000       COMB8         Max   2.277E-04    -33.0334        22-4     0.50000 
          22     2.00000       COMB8         Max   2.277E-04    -33.0334        22-5     0.00000 
          22     2.35000       COMB8         Max      0.0012    -31.7437        22-5     0.35000 
          22     0.15000       COMB8         Min     -0.0047     67.9599        22-1     0.15000 
          22     0.50000       COMB8         Min     -0.0037     34.9219        22-1     0.50000 
          22     0.50000       COMB8         Min     -0.0037     34.9219        22-2     0.00000 
          22     1.00000       COMB8         Min     -0.0024      0.4051        22-2     0.50000 
          22     1.00000       COMB8         Min     -0.0024      0.4051        22-3     0.00000 
          22     1.25000       COMB8         Min     -0.0018    -10.2594        22-3     0.25000 
          22     1.50000       COMB8         Min     -0.0011    -22.2412        22-3     0.50000 
          22     1.50000       COMB8         Min     -0.0011    -22.2412        22-4     0.00000 
          22     2.00000       COMB8         Min   2.277E-04    -33.0334        22-4     0.50000 
          22     2.00000       COMB8         Min   2.277E-04    -33.0334        22-5     0.00000 
          22     2.35000       COMB8         Min      0.0012    -31.7437        22-5     0.35000 
          22     0.15000       COMB9         Max     -0.0023     56.7484        22-1     0.15000 
          22     0.50000       COMB9         Max     -0.0019     28.9332        22-1     0.50000 
          22     0.50000       COMB9         Max     -0.0019     28.9332        22-2     0.00000 
          22     1.00000       COMB9         Max     -0.0012      0.0701        22-2     0.50000 
          22     1.00000       COMB9         Max     -0.0012      0.0701        22-3     0.00000 
          22     1.25000       COMB9         Max  -8.812E-04     -8.6695        22-3     0.25000 
          22     1.50000       COMB9         Max  -5.496E-04    -18.7264        22-3     0.50000 
          22     1.50000       COMB9         Max  -5.496E-04    -18.7264        22-4     0.00000 
          22     2.00000       COMB9         Max   1.136E-04    -27.4701        22-4     0.50000 
          22     2.00000       COMB9         Max   1.136E-04    -27.4701        22-5     0.00000 
          22     2.35000       COMB9         Max   5.778E-04    -26.0061        22-5     0.35000 
          22     0.15000       COMB9         Min     -0.0023     56.7484        22-1     0.15000 
          22     0.50000       COMB9         Min     -0.0019     28.9332        22-1     0.50000 
          22     0.50000       COMB9         Min     -0.0019     28.9332        22-2     0.00000 
          22     1.00000       COMB9         Min     -0.0012      0.0701        22-2     0.50000 
          22     1.00000       COMB9         Min     -0.0012      0.0701        22-3     0.00000 
          22     1.25000       COMB9         Min  -8.812E-04     -8.6695        22-3     0.25000 
          22     1.50000       COMB9         Min  -5.496E-04    -18.7264        22-3     0.50000 
          22     1.50000       COMB9         Min  -5.496E-04    -18.7264        22-4     0.00000 
          22     2.00000       COMB9         Min   1.136E-04    -27.4701        22-4     0.50000 
          22     2.00000       COMB9         Min   1.136E-04    -27.4701        22-5     0.00000 
          22     2.35000       COMB9         Min   5.778E-04    -26.0061        22-5     0.35000 
          22     0.15000      COMB10         Max      0.0127     57.3000        22-1     0.15000 
          22     0.50000      COMB10         Max      0.0100     29.2699        22-1     0.50000 
          22     0.50000      COMB10         Max      0.0100     29.2699        22-2     0.00000 
          22     1.00000      COMB10         Max      0.0063      0.1429        22-2     0.50000 
          22     1.00000      COMB10         Max      0.0063      0.1429        22-3     0.00000 
          22     1.25000      COMB10         Max      0.0044     -8.7073        22-3     0.25000 
          22     1.50000      COMB10         Max      0.0025    -18.8747        22-3     0.50000 
          22     1.50000      COMB10         Max      0.0025    -18.8747        22-4     0.00000 
          22     2.00000      COMB10         Max     -0.0013    -27.7967        22-4     0.50000 
          22     2.00000      COMB10         Max     -0.0013    -27.7967        22-5     0.00000 
          22     2.35000      COMB10         Max     -0.0039    -26.4278        22-5     0.35000 
          22     0.15000      COMB10         Min      0.0127     57.3000        22-1     0.15000 
          22     0.50000      COMB10         Min      0.0100     29.2699        22-1     0.50000 
          22     0.50000      COMB10         Min      0.0100     29.2699        22-2     0.00000 
          22     1.00000      COMB10         Min      0.0063      0.1429        22-2     0.50000 
          22     1.00000      COMB10         Min      0.0063      0.1429        22-3     0.00000 
          22     1.25000      COMB10         Min      0.0044     -8.7073        22-3     0.25000 
          22     1.50000      COMB10         Min      0.0025    -18.8747        22-3     0.50000 
          22     1.50000      COMB10         Min      0.0025    -18.8747        22-4     0.00000 
          22     2.00000      COMB10         Min     -0.0013    -27.7967        22-4     0.50000 
          22     2.00000      COMB10         Min     -0.0013    -27.7967        22-5     0.00000 
          22     2.35000      COMB10         Min     -0.0039    -26.4278        22-5     0.35000 
          22     0.15000      COMB11         Max     -0.0042     66.0678        22-1     0.15000 
          22     0.50000      COMB11         Max     -0.0034     33.9574        22-1     0.50000 
          22     0.50000      COMB11         Max     -0.0034     33.9574        22-2     0.00000 
          22     1.00000      COMB11         Max     -0.0022      0.4104        22-2     0.50000 
          22     1.00000      COMB11         Max     -0.0022      0.4104        22-3     0.00000 
          22     1.25000      COMB11         Max     -0.0016     -9.9466        22-3     0.25000 
          22     1.50000      COMB11         Max  -9.850E-04    -21.6209        22-3     0.50000 
          22     1.50000      COMB11         Max  -9.850E-04    -21.6209        22-4     0.00000 
          22     2.00000      COMB11         Max   2.049E-04    -32.1526        22-4     0.50000 
          22     2.00000      COMB11         Max   2.049E-04    -32.1526        22-5     0.00000 
          22     2.35000      COMB11         Max      0.0010    -30.9284        22-5     0.35000 
          22     0.15000      COMB11         Min     -0.0042     66.0678        22-1     0.15000 
          22     0.50000      COMB11         Min     -0.0034     33.9574        22-1     0.50000 
          22     0.50000      COMB11         Min     -0.0034     33.9574        22-2     0.00000 
          22     1.00000      COMB11         Min     -0.0022      0.4104        22-2     0.50000 
          22     1.00000      COMB11         Min     -0.0022      0.4104        22-3     0.00000 
          22     1.25000      COMB11         Min     -0.0016     -9.9466        22-3     0.25000 
          22     1.50000      COMB11         Min  -9.850E-04    -21.6209        22-3     0.50000 
          22     1.50000      COMB11         Min  -9.850E-04    -21.6209        22-4     0.00000 
          22     2.00000      COMB11         Min   2.049E-04    -32.1526        22-4     0.50000 
          22     2.00000      COMB11         Min   2.049E-04    -32.1526        22-5     0.00000 
          22     2.35000      COMB11         Min      0.0010    -30.9284        22-5     0.35000 
          22     0.15000      COMB12         Max      0.0108     66.6193        22-1     0.15000 
          22     0.50000      COMB12         Max      0.0086     34.2941        22-1     0.50000 
          22     0.50000      COMB12         Max      0.0086     34.2941        22-2     0.00000 
          22     1.00000      COMB12         Max      0.0053      0.4832        22-2     0.50000 
          22     1.00000      COMB12         Max      0.0053      0.4832        22-3     0.00000 
          22     1.25000      COMB12         Max      0.0037     -9.9844        22-3     0.25000 
          22     1.50000      COMB12         Max      0.0021    -21.7692        22-3     0.50000 
          22     1.50000      COMB12         Max      0.0021    -21.7692        22-4     0.00000 
          22     2.00000      COMB12         Max     -0.0012    -32.4792        22-4     0.50000 
          22     2.00000      COMB12         Max     -0.0012    -32.4792        22-5     0.00000 
          22     2.35000      COMB12         Max     -0.0034    -31.3501        22-5     0.35000 
          22     0.15000      COMB12         Min      0.0108     66.6193        22-1     0.15000 
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          22     0.50000      COMB12         Min      0.0086     34.2941        22-1     0.50000 
          22     0.50000      COMB12         Min      0.0086     34.2941        22-2     0.00000 
          22     1.00000      COMB12         Min      0.0053      0.4832        22-2     0.50000 
          22     1.00000      COMB12         Min      0.0053      0.4832        22-3     0.00000 
          22     1.25000      COMB12         Min      0.0037     -9.9844        22-3     0.25000 
          22     1.50000      COMB12         Min      0.0021    -21.7692        22-3     0.50000 
          22     1.50000      COMB12         Min      0.0021    -21.7692        22-4     0.00000 
          22     2.00000      COMB12         Min     -0.0012    -32.4792        22-4     0.50000 
          22     2.00000      COMB12         Min     -0.0012    -32.4792        22-5     0.00000 
          22     2.35000      COMB12         Min     -0.0034    -31.3501        22-5     0.35000 
          22     0.15000      COMB13         Max  -4.205E-04     81.4896        22-1     0.15000 
          22     0.50000      COMB13         Max      0.0140     44.1040        22-1     0.50000 
          22     0.50000      COMB13         Max      0.0140     44.1040        22-2     0.00000 
          22     1.00000      COMB13         Max      0.0249      3.4254        22-2     0.50000 
          22     1.00000      COMB13         Max      0.0249      3.4254        22-3     0.00000 
          22     1.25000      COMB13         Max      0.0230    -10.2386        22-3     0.25000 
          22     1.50000      COMB13         Max      0.0213    -22.1794        22-3     0.50000 
          22     1.50000      COMB13         Max      0.0213    -22.1794        22-4     0.00000 
          22     2.00000      COMB13         Max      0.0120    -32.9134        22-4     0.50000 
          22     2.00000      COMB13         Max      0.0120    -32.9134        22-5     0.00000 
          22     2.35000      COMB13         Max      0.0232    -31.5996        22-5     0.35000 
          22     0.15000      COMB13         Min     -0.0096     67.7442        22-1     0.15000 
          22     0.50000      COMB13         Min     -0.0220     34.7964        22-1     0.50000 
          22     0.50000      COMB13         Min     -0.0220     34.7964        22-2     0.00000 
          22     1.00000      COMB13         Min     -0.0301      0.3850        22-2     0.50000 
          22     1.00000      COMB13         Min     -0.0301      0.3850        22-3     0.00000 
          22     1.25000      COMB13         Min     -0.0267    -10.2975        22-3     0.25000 
          22     1.50000      COMB13         Min     -0.0236    -25.3375        22-3     0.50000 
          22     1.50000      COMB13         Min     -0.0236    -25.3375        22-4     0.00000 
          22     2.00000      COMB13         Min     -0.0115    -42.2053        22-4     0.50000 
          22     2.00000      COMB13         Min     -0.0115    -42.2053        22-5     0.00000 
          22     2.35000      COMB13         Min     -0.0207    -45.1425        22-5     0.35000 
          22     0.15000      COMB14         Max      0.1224     77.1124        22-1     0.15000 
          22     0.50000      COMB14         Max      0.2094     41.0287        22-1     0.50000 
          22     0.50000      COMB14         Max      0.2094     41.0287        22-2     0.00000 
          22     1.00000      COMB14         Max      0.2906      2.3085        22-2     0.50000 
          22     1.00000      COMB14         Max      0.2906      2.3085        22-3     0.00000 
          22     1.25000      COMB14         Max      0.2477    -10.1498        22-3     0.25000 
          22     1.50000      COMB14         Max      0.2132    -23.1199        22-3     0.50000 
          22     1.50000      COMB14         Max      0.2132    -23.1199        22-4     0.00000 
          22     2.00000      COMB14         Max      0.1654    -36.0123        22-4     0.50000 
          22     2.00000      COMB14         Max      0.1654    -36.0123        22-5     0.00000 
          22     2.35000      COMB14         Max      0.3266    -36.2808        22-5     0.35000 
          22     0.15000      COMB14         Min     -0.1324     72.1214        22-1     0.15000 
          22     0.50000      COMB14         Min     -0.2174     37.8717        22-1     0.50000 
          22     0.50000      COMB14         Min     -0.2174     37.8717        22-2     0.00000 
          22     1.00000      COMB14         Min     -0.2957      1.5019        22-2     0.50000 
          22     1.00000      COMB14         Min     -0.2957      1.5019        22-3     0.00000 
          22     1.25000      COMB14         Min     -0.2515    -10.3863        22-3     0.25000 
          22     1.50000      COMB14         Min     -0.2156    -24.3970        22-3     0.50000 
          22     1.50000      COMB14         Min     -0.2156    -24.3970        22-4     0.00000 
          22     2.00000      COMB14         Min     -0.1650    -39.1064        22-4     0.50000 
          22     2.00000      COMB14         Min     -0.1650    -39.1064        22-5     0.00000 
          22     2.35000      COMB14         Min     -0.3242    -40.4613        22-5     0.35000 
          22     0.15000         INV         Max      0.1224     81.4896        22-1     0.15000 
          22     0.50000         INV         Max      0.2094     44.1040        22-1     0.50000 
          22     0.50000         INV         Max      0.2094     44.1040        22-2     0.00000 
          22     1.00000         INV         Max      0.2906      3.4834        22-2     0.50000 
          22     1.00000         INV         Max      0.2906      3.4834        22-3     0.00000 
          22     1.25000         INV         Max      0.2477     -8.6695        22-3     0.25000 
          22     1.50000         INV         Max      0.2132    -18.7264        22-3     0.50000 
          22     1.50000         INV         Max      0.2132    -18.7264        22-4     0.00000 
          22     2.00000         INV         Max      0.1654    -27.4701        22-4     0.50000 
          22     2.00000         INV         Max      0.1654    -27.4701        22-5     0.00000 
          22     2.35000         INV         Max      0.3266    -26.0061        22-5     0.35000 
          22     0.15000         INV         Min     -0.1324     56.7484        22-1     0.15000 
          22     0.50000         INV         Min     -0.2174     28.9332        22-1     0.50000 
          22     0.50000         INV         Min     -0.2174     28.9332        22-2     0.00000 
          22     1.00000         INV         Min     -0.2957      0.0648        22-2     0.50000 
          22     1.00000         INV         Min     -0.2957      0.0648        22-3     0.00000 
          22     1.25000         INV         Min     -0.2515    -10.3863        22-3     0.25000 
          22     1.50000         INV         Min     -0.2156    -25.3375        22-3     0.50000 
          22     1.50000         INV         Min     -0.2156    -25.3375        22-4     0.00000 
          22     2.00000         INV         Min     -0.1650    -42.2053        22-4     0.50000 
          22     2.00000         INV         Min     -0.1650    -42.2053        22-5     0.00000 
          22     2.35000         INV         Min     -0.3242    -45.1425        22-5     0.35000 
          23     0.15000          PP               7.945E-05     20.5464        23-1     0.15000 
          23     0.50000          PP               6.459E-05      6.0158        23-1     0.50000 
          23     0.50000          PP               6.459E-05      6.0158        23-2     0.00000 
          23     1.00000          PP               4.335E-05     -5.8540        23-2     0.50000 
          23     1.00000          PP               4.335E-05     -5.8540        23-3     0.00000 
          23     1.25000          PP               3.273E-05     -7.1467        23-3     0.25000 
          23     1.50000          PP               2.211E-05     -9.4441        23-3     0.50000 
          23     1.50000          PP               2.211E-05     -9.4441        23-4     0.00000 
          23     2.00000          PP               8.695E-07     -4.7569        23-4     0.50000 
          23     2.00000          PP               8.695E-07     -4.7569        23-5     0.00000 
          23     2.35000          PP              -1.400E-05      4.7408        23-5     0.35000 
          23     0.15000        PERM               2.333E-04      4.0562        23-1     0.15000 
          23     0.50000        PERM               2.746E-04      0.7069        23-1     0.50000 
          23     0.50000        PERM               2.746E-04      0.7069        23-2     0.00000 
          23     1.00000        PERM               3.336E-04     -1.7798        23-2     0.50000 
          23     1.00000        PERM               3.336E-04     -1.7798        23-3     0.00000 
          23     1.25000        PERM               3.631E-04     -1.8122        23-3     0.25000 
          23     1.50000        PERM               3.926E-04     -2.1571        23-3     0.50000 
          23     1.50000        PERM               3.926E-04     -2.1571        23-4     0.00000 
          23     2.00000        PERM               4.516E-04     -0.4253        23-4     0.50000 
          23     2.00000        PERM               4.516E-04     -0.4253        23-5     0.00000 
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          23     2.35000        PERM               4.930E-04      2.3951        23-5     0.35000 
          23     0.15000        NEVE               1.596E-04      2.7595        23-1     0.15000 
          23     0.50000        NEVE               1.879E-04      0.5576        23-1     0.50000 
          23     0.50000        NEVE               1.879E-04      0.5576        23-2     0.00000 
          23     1.00000        NEVE               2.283E-04     -1.1438        23-2     0.50000 
          23     1.00000        NEVE               2.283E-04     -1.1438        23-3     0.00000 
          23     1.25000        NEVE               2.485E-04     -1.2729        23-3     0.25000 
          23     1.50000        NEVE               2.686E-04     -1.4019        23-3     0.50000 
          23     1.50000        NEVE               2.686E-04     -1.4019        23-4     0.00000 
          23     2.00000        NEVE               3.090E-04     -0.2170        23-4     0.50000 
          23     2.00000        NEVE               3.090E-04     -0.2170        23-5     0.00000 
          23     2.35000        NEVE               3.373E-04      1.6230        23-5     0.35000 
          23     0.15000      VENTOX              -3.971E-05     -0.3429        23-1     0.15000 
          23     0.50000      VENTOX              -4.645E-05      0.0907        23-1     0.50000 
          23     0.50000      VENTOX              -4.645E-05      0.0907        23-2     0.00000 
          23     1.00000      VENTOX              -5.607E-05      0.3563        23-2     0.50000 
          23     1.00000      VENTOX              -5.607E-05      0.3563        23-3     0.00000 
          23     1.25000      VENTOX              -6.089E-05      0.3121        23-3     0.25000 
          23     1.50000      VENTOX              -6.570E-05      0.2680        23-3     0.50000 
          23     1.50000      VENTOX              -6.570E-05      0.2680        23-4     0.00000 
          23     2.00000      VENTOX              -7.532E-05     -0.1743        23-4     0.50000 
          23     2.00000      VENTOX              -7.532E-05     -0.1743        23-5     0.00000 
          23     2.35000      VENTOX              -8.206E-05     -0.7318        23-5     0.35000 
          23     0.15000      VENTOY                 -0.0012      0.3519        23-1     0.15000 
          23     0.50000      VENTOY                 -0.0012      0.5258        23-1     0.50000 
          23     0.50000      VENTOY                 -0.0012      0.5258        23-2     0.00000 
          23     1.00000      VENTOY                 -0.0012      0.4625        23-2     0.50000 
          23     1.00000      VENTOY                 -0.0012      0.4625        23-3     0.00000 
          23     1.25000      VENTOY                 -0.0012      0.2750        23-3     0.25000 
          23     1.50000      VENTOY                 -0.0012      0.0876        23-3     0.50000 
          23     1.50000      VENTOY                 -0.0012      0.0876        23-4     0.00000 
          23     2.00000      VENTOY                 -0.0012     -0.5994        23-4     0.50000 
          23     2.00000      VENTOY                 -0.0012     -0.5994        23-5     0.00000 
          23     2.35000      VENTOY                 -0.0012     -1.2988        23-5     0.35000 
          23     0.15000      SISMAX         Max      0.0229      5.7557        23-1     0.15000 
          23     0.50000      SISMAX         Max      0.0149      3.8992        23-1     0.50000 
          23     0.50000      SISMAX         Max      0.0149      3.8992        23-2     0.00000 
          23     1.00000      SISMAX         Max      0.0207      1.2755        23-2     0.50000 
          23     1.00000      SISMAX         Max      0.0207      1.2755        23-3     0.00000 
          23     1.25000      SISMAX         Max      0.0197      0.0229        23-3     0.25000 
          23     1.50000      SISMAX         Max      0.0199      1.3213        23-3     0.50000 
          23     1.50000      SISMAX         Max      0.0199      1.3213        23-4     0.00000 
          23     2.00000      SISMAX         Max      0.0146      3.8931        23-4     0.50000 
          23     2.00000      SISMAX         Max      0.0146      3.8931        23-5     0.00000 
          23     2.35000      SISMAX         Max      0.0249      5.6768        23-5     0.35000 
          23     0.15000      SISMAY         Max      0.2934      2.7752        23-1     0.15000 
          23     0.50000      SISMAY         Max      0.1305      1.7727        23-1     0.50000 
          23     0.50000      SISMAY         Max      0.1305      1.7727        23-2     0.00000 
          23     1.00000      SISMAY         Max      0.3027      0.4720        23-2     0.50000 
          23     1.00000      SISMAY         Max      0.3027      0.4720        23-3     0.00000 
          23     1.25000      SISMAY         Max      0.2808      0.1157        23-3     0.25000 
          23     1.50000      SISMAY         Max      0.2633      0.7001        23-3     0.50000 
          23     1.50000      SISMAY         Max      0.2633      0.7001        23-4     0.00000 
          23     2.00000      SISMAY         Max      0.1417      1.7422        23-4     0.50000 
          23     2.00000      SISMAY         Max      0.1417      1.7422        23-5     0.00000 
          23     2.35000      SISMAY         Max      0.3989      2.3823        23-5     0.35000 
          23     0.15000        TERM               6.231E-05      4.9498        23-1     0.15000 
          23     0.50000        TERM               5.100E-05      3.3714        23-1     0.50000 
          23     0.50000        TERM               5.100E-05      3.3714        23-2     0.00000 
          23     1.00000        TERM               3.484E-05      1.1212        23-2     0.50000 
          23     1.00000        TERM               3.484E-05      1.1212        23-3     0.00000 
          23     1.25000        TERM               2.677E-05     -0.0022        23-3     0.25000 
          23     1.50000        TERM               1.869E-05     -1.1256        23-3     0.50000 
          23     1.50000        TERM               1.869E-05     -1.1256        23-4     0.00000 
          23     2.00000        TERM               2.529E-06     -3.3708        23-4     0.50000 
          23     2.00000        TERM               2.529E-06     -3.3708        23-5     0.00000 
          23     2.35000        TERM              -8.781E-06     -4.9422        23-5     0.35000 
          23     0.15000       COMB1         Max   3.751E-04     29.5525        23-1     0.15000 
          23     0.50000       COMB1         Max   3.902E-04     10.0940        23-1     0.50000 
          23     0.50000       COMB1         Max   3.902E-04     10.0940        23-2     0.00000 
          23     1.00000       COMB1         Max   4.118E-04     -6.5126        23-2     0.50000 
          23     1.00000       COMB1         Max   4.118E-04     -6.5126        23-3     0.00000 
          23     1.25000       COMB1         Max   4.226E-04     -8.9611        23-3     0.25000 
          23     1.50000       COMB1         Max   4.334E-04    -12.7268        23-3     0.50000 
          23     1.50000       COMB1         Max   4.334E-04    -12.7268        23-4     0.00000 
          23     2.00000       COMB1         Max   4.550E-04     -8.5530        23-4     0.50000 
          23     2.00000       COMB1         Max   4.550E-04     -8.5530        23-5     0.00000 
          23     2.35000       COMB1         Max   4.702E-04      2.1937        23-5     0.35000 
          23     0.15000       COMB1         Min   3.751E-04     29.5525        23-1     0.15000 
          23     0.50000       COMB1         Min   3.902E-04     10.0940        23-1     0.50000 
          23     0.50000       COMB1         Min   3.902E-04     10.0940        23-2     0.00000 
          23     1.00000       COMB1         Min   4.118E-04     -6.5126        23-2     0.50000 
          23     1.00000       COMB1         Min   4.118E-04     -6.5126        23-3     0.00000 
          23     1.25000       COMB1         Min   4.226E-04     -8.9611        23-3     0.25000 
          23     1.50000       COMB1         Min   4.334E-04    -12.7268        23-3     0.50000 
          23     1.50000       COMB1         Min   4.334E-04    -12.7268        23-4     0.00000 
          23     2.00000       COMB1         Min   4.550E-04     -8.5530        23-4     0.50000 
          23     2.00000       COMB1         Min   4.550E-04     -8.5530        23-5     0.00000 
          23     2.35000       COMB1         Min   4.702E-04      2.1937        23-5     0.35000 
          23     0.15000       COMB2         Max   5.347E-04     32.3120        23-1     0.15000 
          23     0.50000       COMB2         Max   5.781E-04     10.6517        23-1     0.50000 
          23     0.50000       COMB2         Max   5.781E-04     10.6517        23-2     0.00000 
          23     1.00000       COMB2         Max   6.401E-04     -7.6564        23-2     0.50000 
          23     1.00000       COMB2         Max   6.401E-04     -7.6564        23-3     0.00000 
          23     1.25000       COMB2         Max   6.711E-04    -10.2340        23-3     0.25000 
          23     1.50000       COMB2         Max   7.021E-04    -14.1287        23-3     0.50000 
          23     1.50000       COMB2         Max   7.021E-04    -14.1287        23-4     0.00000 
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          23     2.00000       COMB2         Max   7.641E-04     -8.7699        23-4     0.50000 
          23     2.00000       COMB2         Max   7.641E-04     -8.7699        23-5     0.00000 
          23     2.35000       COMB2         Max   8.075E-04      3.8167        23-5     0.35000 
          23     0.15000       COMB2         Min   5.347E-04     32.3120        23-1     0.15000 
          23     0.50000       COMB2         Min   5.781E-04     10.6517        23-1     0.50000 
          23     0.50000       COMB2         Min   5.781E-04     10.6517        23-2     0.00000 
          23     1.00000       COMB2         Min   6.401E-04     -7.6564        23-2     0.50000 
          23     1.00000       COMB2         Min   6.401E-04     -7.6564        23-3     0.00000 
          23     1.25000       COMB2         Min   6.711E-04    -10.2340        23-3     0.25000 
          23     1.50000       COMB2         Min   7.021E-04    -14.1287        23-3     0.50000 
          23     1.50000       COMB2         Min   7.021E-04    -14.1287        23-4     0.00000 
          23     2.00000       COMB2         Min   7.641E-04     -8.7699        23-4     0.50000 
          23     2.00000       COMB2         Min   7.641E-04     -8.7699        23-5     0.00000 
          23     2.35000       COMB2         Min   8.075E-04      3.8167        23-5     0.35000 
          23     0.15000       COMB3         Max   3.354E-04     29.2096        23-1     0.15000 
          23     0.50000       COMB3         Max   3.438E-04     10.1848        23-1     0.50000 
          23     0.50000       COMB3         Max   3.438E-04     10.1848        23-2     0.00000 
          23     1.00000       COMB3         Max   3.557E-04     -6.1563        23-2     0.50000 
          23     1.00000       COMB3         Max   3.557E-04     -6.1563        23-3     0.00000 
          23     1.25000       COMB3         Max   3.617E-04     -8.6490        23-3     0.25000 
          23     1.50000       COMB3         Max   3.677E-04    -12.4588        23-3     0.50000 
          23     1.50000       COMB3         Max   3.677E-04    -12.4588        23-4     0.00000 
          23     2.00000       COMB3         Max   3.797E-04     -8.7272        23-4     0.50000 
          23     2.00000       COMB3         Max   3.797E-04     -8.7272        23-5     0.00000 
          23     2.35000       COMB3         Max   3.881E-04      1.4620        23-5     0.35000 
          23     0.15000       COMB3         Min   3.354E-04     29.2096        23-1     0.15000 
          23     0.50000       COMB3         Min   3.438E-04     10.1848        23-1     0.50000 
          23     0.50000       COMB3         Min   3.438E-04     10.1848        23-2     0.00000 
          23     1.00000       COMB3         Min   3.557E-04     -6.1563        23-2     0.50000 
          23     1.00000       COMB3         Min   3.557E-04     -6.1563        23-3     0.00000 
          23     1.25000       COMB3         Min   3.617E-04     -8.6490        23-3     0.25000 
          23     1.50000       COMB3         Min   3.677E-04    -12.4588        23-3     0.50000 
          23     1.50000       COMB3         Min   3.677E-04    -12.4588        23-4     0.00000 
          23     2.00000       COMB3         Min   3.797E-04     -8.7272        23-4     0.50000 
          23     2.00000       COMB3         Min   3.797E-04     -8.7272        23-5     0.00000 
          23     2.35000       COMB3         Min   3.881E-04      1.4620        23-5     0.35000 
          23     0.15000       COMB4         Max  -8.460E-04     29.9044        23-1     0.15000 
          23     0.50000       COMB4         Max  -8.292E-04     10.6198        23-1     0.50000 
          23     0.50000       COMB4         Max  -8.292E-04     10.6198        23-2     0.00000 
          23     1.00000       COMB4         Max  -8.053E-04     -6.0501        23-2     0.50000 
          23     1.00000       COMB4         Max  -8.053E-04     -6.0501        23-3     0.00000 
          23     1.25000       COMB4         Max  -7.933E-04     -8.6861        23-3     0.25000 
          23     1.50000       COMB4         Max  -7.813E-04    -12.6392        23-3     0.50000 
          23     1.50000       COMB4         Max  -7.813E-04    -12.6392        23-4     0.00000 
          23     2.00000       COMB4         Max  -7.574E-04     -9.1523        23-4     0.50000 
          23     2.00000       COMB4         Max  -7.574E-04     -9.1523        23-5     0.00000 
          23     2.35000       COMB4         Max  -7.406E-04      0.8949        23-5     0.35000 
          23     0.15000       COMB4         Min  -8.460E-04     29.9044        23-1     0.15000 
          23     0.50000       COMB4         Min  -8.292E-04     10.6198        23-1     0.50000 
          23     0.50000       COMB4         Min  -8.292E-04     10.6198        23-2     0.00000 
          23     1.00000       COMB4         Min  -8.053E-04     -6.0501        23-2     0.50000 
          23     1.00000       COMB4         Min  -8.053E-04     -6.0501        23-3     0.00000 
          23     1.25000       COMB4         Min  -7.933E-04     -8.6861        23-3     0.25000 
          23     1.50000       COMB4         Min  -7.813E-04    -12.6392        23-3     0.50000 
          23     1.50000       COMB4         Min  -7.813E-04    -12.6392        23-4     0.00000 
          23     2.00000       COMB4         Min  -7.574E-04     -9.1523        23-4     0.50000 
          23     2.00000       COMB4         Min  -7.574E-04     -9.1523        23-5     0.00000 
          23     2.35000       COMB4         Min  -7.406E-04      0.8949        23-5     0.35000 
          23     0.15000       COMB5         Max   4.950E-04     31.9690        23-1     0.15000 
          23     0.50000       COMB5         Max   5.317E-04     10.7424        23-1     0.50000 
          23     0.50000       COMB5         Max   5.317E-04     10.7424        23-2     0.00000 
          23     1.00000       COMB5         Max   5.840E-04     -7.3001        23-2     0.50000 
          23     1.00000       COMB5         Max   5.840E-04     -7.3001        23-3     0.00000 
          23     1.25000       COMB5         Max   6.102E-04     -9.9219        23-3     0.25000 
          23     1.50000       COMB5         Max   6.364E-04    -13.8608        23-3     0.50000 
          23     1.50000       COMB5         Max   6.364E-04    -13.8608        23-4     0.00000 
          23     2.00000       COMB5         Max   6.887E-04     -8.9442        23-4     0.50000 
          23     2.00000       COMB5         Max   6.887E-04     -8.9442        23-5     0.00000 
          23     2.35000       COMB5         Max   7.254E-04      3.0849        23-5     0.35000 
          23     0.15000       COMB5         Min   4.950E-04     31.9690        23-1     0.15000 
          23     0.50000       COMB5         Min   5.317E-04     10.7424        23-1     0.50000 
          23     0.50000       COMB5         Min   5.317E-04     10.7424        23-2     0.00000 
          23     1.00000       COMB5         Min   5.840E-04     -7.3001        23-2     0.50000 
          23     1.00000       COMB5         Min   5.840E-04     -7.3001        23-3     0.00000 
          23     1.25000       COMB5         Min   6.102E-04     -9.9219        23-3     0.25000 
          23     1.50000       COMB5         Min   6.364E-04    -13.8608        23-3     0.50000 
          23     1.50000       COMB5         Min   6.364E-04    -13.8608        23-4     0.00000 
          23     2.00000       COMB5         Min   6.887E-04     -8.9442        23-4     0.50000 
          23     2.00000       COMB5         Min   6.887E-04     -8.9442        23-5     0.00000 
          23     2.35000       COMB5         Min   7.254E-04      3.0849        23-5     0.35000 
          23     0.15000       COMB6         Max  -6.863E-04     32.6639        23-1     0.15000 
          23     0.50000       COMB6         Max  -6.413E-04     11.1774        23-1     0.50000 
          23     0.50000       COMB6         Max  -6.413E-04     11.1774        23-2     0.00000 
          23     1.00000       COMB6         Max  -5.770E-04     -7.1939        23-2     0.50000 
          23     1.00000       COMB6         Max  -5.770E-04     -7.1939        23-3     0.00000 
          23     1.25000       COMB6         Max  -5.448E-04     -9.9590        23-3     0.25000 
          23     1.50000       COMB6         Max  -5.127E-04    -14.0412        23-3     0.50000 
          23     1.50000       COMB6         Max  -5.127E-04    -14.0412        23-4     0.00000 
          23     2.00000       COMB6         Max  -4.483E-04     -9.3693        23-4     0.50000 
          23     2.00000       COMB6         Max  -4.483E-04     -9.3693        23-5     0.00000 
          23     2.35000       COMB6         Max  -4.033E-04      2.5178        23-5     0.35000 
          23     0.15000       COMB6         Min  -6.863E-04     32.6639        23-1     0.15000 
          23     0.50000       COMB6         Min  -6.413E-04     11.1774        23-1     0.50000 
          23     0.50000       COMB6         Min  -6.413E-04     11.1774        23-2     0.00000 
          23     1.00000       COMB6         Min  -5.770E-04     -7.1939        23-2     0.50000 
          23     1.00000       COMB6         Min  -5.770E-04     -7.1939        23-3     0.00000 
          23     1.25000       COMB6         Min  -5.448E-04     -9.9590        23-3     0.25000 
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          23     1.50000       COMB6         Min  -5.127E-04    -14.0412        23-3     0.50000 
          23     1.50000       COMB6         Min  -5.127E-04    -14.0412        23-4     0.00000 
          23     2.00000       COMB6         Min  -4.483E-04     -9.3693        23-4     0.50000 
          23     2.00000       COMB6         Min  -4.483E-04     -9.3693        23-5     0.00000 
          23     2.35000       COMB6         Min  -4.033E-04      2.5178        23-5     0.35000 
          23     0.15000       COMB7         Max   2.505E-04     19.6528        23-1     0.15000 
          23     0.50000       COMB7         Max   2.882E-04      3.3513        23-1     0.50000 
          23     0.50000       COMB7         Max   2.882E-04      3.3513        23-2     0.00000 
          23     1.00000       COMB7         Max   3.421E-04     -8.7550        23-2     0.50000 
          23     1.00000       COMB7         Max   3.421E-04     -8.7550        23-3     0.00000 
          23     1.25000       COMB7         Max   3.691E-04     -8.9567        23-3     0.25000 
          23     1.50000       COMB7         Max   3.961E-04    -10.4755        23-3     0.50000 
          23     1.50000       COMB7         Max   3.961E-04    -10.4755        23-4     0.00000 
          23     2.00000       COMB7         Max   4.500E-04     -1.8114        23-4     0.50000 
          23     2.00000       COMB7         Max   4.500E-04     -1.8114        23-5     0.00000 
          23     2.35000       COMB7         Max   4.877E-04     12.0781        23-5     0.35000 
          23     0.15000       COMB7         Min   2.505E-04     19.6528        23-1     0.15000 
          23     0.50000       COMB7         Min   2.882E-04      3.3513        23-1     0.50000 
          23     0.50000       COMB7         Min   2.882E-04      3.3513        23-2     0.00000 
          23     1.00000       COMB7         Min   3.421E-04     -8.7550        23-2     0.50000 
          23     1.00000       COMB7         Min   3.421E-04     -8.7550        23-3     0.00000 
          23     1.25000       COMB7         Min   3.691E-04     -8.9567        23-3     0.25000 
          23     1.50000       COMB7         Min   3.961E-04    -10.4755        23-3     0.50000 
          23     1.50000       COMB7         Min   3.961E-04    -10.4755        23-4     0.00000 
          23     2.00000       COMB7         Min   4.500E-04     -1.8114        23-4     0.50000 
          23     2.00000       COMB7         Min   4.500E-04     -1.8114        23-5     0.00000 
          23     2.35000       COMB7         Min   4.877E-04     12.0781        23-5     0.35000 
          23     0.15000       COMB8         Max   4.101E-04     22.4123        23-1     0.15000 
          23     0.50000       COMB8         Max   4.761E-04      3.9089        23-1     0.50000 
          23     0.50000       COMB8         Max   4.761E-04      3.9089        23-2     0.00000 
          23     1.00000       COMB8         Max   5.704E-04     -9.8988        23-2     0.50000 
          23     1.00000       COMB8         Max   5.704E-04     -9.8988        23-3     0.00000 
          23     1.25000       COMB8         Max   6.176E-04    -10.2296        23-3     0.25000 
          23     1.50000       COMB8         Max   6.647E-04    -11.8775        23-3     0.50000 
          23     1.50000       COMB8         Max   6.647E-04    -11.8775        23-4     0.00000 
          23     2.00000       COMB8         Max   7.590E-04     -2.0284        23-4     0.50000 
          23     2.00000       COMB8         Max   7.590E-04     -2.0284        23-5     0.00000 
          23     2.35000       COMB8         Max   8.250E-04     13.7011        23-5     0.35000 
          23     0.15000       COMB8         Min   4.101E-04     22.4123        23-1     0.15000 
          23     0.50000       COMB8         Min   4.761E-04      3.9089        23-1     0.50000 
          23     0.50000       COMB8         Min   4.761E-04      3.9089        23-2     0.00000 
          23     1.00000       COMB8         Min   5.704E-04     -9.8988        23-2     0.50000 
          23     1.00000       COMB8         Min   5.704E-04     -9.8988        23-3     0.00000 
          23     1.25000       COMB8         Min   6.176E-04    -10.2296        23-3     0.25000 
          23     1.50000       COMB8         Min   6.647E-04    -11.8775        23-3     0.50000 
          23     1.50000       COMB8         Min   6.647E-04    -11.8775        23-4     0.00000 
          23     2.00000       COMB8         Min   7.590E-04     -2.0284        23-4     0.50000 
          23     2.00000       COMB8         Min   7.590E-04     -2.0284        23-5     0.00000 
          23     2.35000       COMB8         Min   8.250E-04     13.7011        23-5     0.35000 
          23     0.15000       COMB9         Max   2.107E-04     19.3099        23-1     0.15000 
          23     0.50000       COMB9         Max   2.418E-04      3.4420        23-1     0.50000 
          23     0.50000       COMB9         Max   2.418E-04      3.4420        23-2     0.00000 
          23     1.00000       COMB9         Max   2.861E-04     -8.3987        23-2     0.50000 
          23     1.00000       COMB9         Max   2.861E-04     -8.3987        23-3     0.00000 
          23     1.25000       COMB9         Max   3.082E-04     -8.6445        23-3     0.25000 
          23     1.50000       COMB9         Max   3.304E-04    -10.2075        23-3     0.50000 
          23     1.50000       COMB9         Max   3.304E-04    -10.2075        23-4     0.00000 
          23     2.00000       COMB9         Max   3.747E-04     -1.9857        23-4     0.50000 
          23     2.00000       COMB9         Max   3.747E-04     -1.9857        23-5     0.00000 
          23     2.35000       COMB9         Max   4.057E-04     11.3464        23-5     0.35000 
          23     0.15000       COMB9         Min   2.107E-04     19.3099        23-1     0.15000 
          23     0.50000       COMB9         Min   2.418E-04      3.4420        23-1     0.50000 
          23     0.50000       COMB9         Min   2.418E-04      3.4420        23-2     0.00000 
          23     1.00000       COMB9         Min   2.861E-04     -8.3987        23-2     0.50000 
          23     1.00000       COMB9         Min   2.861E-04     -8.3987        23-3     0.00000 
          23     1.25000       COMB9         Min   3.082E-04     -8.6445        23-3     0.25000 
          23     1.50000       COMB9         Min   3.304E-04    -10.2075        23-3     0.50000 
          23     1.50000       COMB9         Min   3.304E-04    -10.2075        23-4     0.00000 
          23     2.00000       COMB9         Min   3.747E-04     -1.9857        23-4     0.50000 
          23     2.00000       COMB9         Min   3.747E-04     -1.9857        23-5     0.00000 
          23     2.35000       COMB9         Min   4.057E-04     11.3464        23-5     0.35000 
          23     0.15000      COMB10         Max  -9.706E-04     20.0047        23-1     0.15000 
          23     0.50000      COMB10         Max  -9.312E-04      3.8771        23-1     0.50000 
          23     0.50000      COMB10         Max  -9.312E-04      3.8771        23-2     0.00000 
          23     1.00000      COMB10         Max  -8.749E-04     -8.2925        23-2     0.50000 
          23     1.00000      COMB10         Max  -8.749E-04     -8.2925        23-3     0.00000 
          23     1.25000      COMB10         Max  -8.468E-04     -8.6817        23-3     0.25000 
          23     1.50000      COMB10         Max  -8.187E-04    -10.3880        23-3     0.50000 
          23     1.50000      COMB10         Max  -8.187E-04    -10.3880        23-4     0.00000 
          23     2.00000      COMB10         Max  -7.624E-04     -2.4108        23-4     0.50000 
          23     2.00000      COMB10         Max  -7.624E-04     -2.4108        23-5     0.00000 
          23     2.35000      COMB10         Max  -7.230E-04     10.7793        23-5     0.35000 
          23     0.15000      COMB10         Min  -9.706E-04     20.0047        23-1     0.15000 
          23     0.50000      COMB10         Min  -9.312E-04      3.8771        23-1     0.50000 
          23     0.50000      COMB10         Min  -9.312E-04      3.8771        23-2     0.00000 
          23     1.00000      COMB10         Min  -8.749E-04     -8.2925        23-2     0.50000 
          23     1.00000      COMB10         Min  -8.749E-04     -8.2925        23-3     0.00000 
          23     1.25000      COMB10         Min  -8.468E-04     -8.6817        23-3     0.25000 
          23     1.50000      COMB10         Min  -8.187E-04    -10.3880        23-3     0.50000 
          23     1.50000      COMB10         Min  -8.187E-04    -10.3880        23-4     0.00000 
          23     2.00000      COMB10         Min  -7.624E-04     -2.4108        23-4     0.50000 
          23     2.00000      COMB10         Min  -7.624E-04     -2.4108        23-5     0.00000 
          23     2.35000      COMB10         Min  -7.230E-04     10.7793        23-5     0.35000 
          23     0.15000      COMB11         Max   3.704E-04     22.0694        23-1     0.15000 
          23     0.50000      COMB11         Max   4.297E-04      3.9997        23-1     0.50000 
          23     0.50000      COMB11         Max   4.297E-04      3.9997        23-2     0.00000 
          23     1.00000      COMB11         Max   5.143E-04     -9.5425        23-2     0.50000 
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          23     1.00000      COMB11         Max   5.143E-04     -9.5425        23-3     0.00000 
          23     1.25000      COMB11         Max   5.567E-04     -9.9174        23-3     0.25000 
          23     1.50000      COMB11         Max   5.990E-04    -11.6095        23-3     0.50000 
          23     1.50000      COMB11         Max   5.990E-04    -11.6095        23-4     0.00000 
          23     2.00000      COMB11         Max   6.837E-04     -2.2027        23-4     0.50000 
          23     2.00000      COMB11         Max   6.837E-04     -2.2027        23-5     0.00000 
          23     2.35000      COMB11         Max   7.430E-04     12.9693        23-5     0.35000 
          23     0.15000      COMB11         Min   3.704E-04     22.0694        23-1     0.15000 
          23     0.50000      COMB11         Min   4.297E-04      3.9997        23-1     0.50000 
          23     0.50000      COMB11         Min   4.297E-04      3.9997        23-2     0.00000 
          23     1.00000      COMB11         Min   5.143E-04     -9.5425        23-2     0.50000 
          23     1.00000      COMB11         Min   5.143E-04     -9.5425        23-3     0.00000 
          23     1.25000      COMB11         Min   5.567E-04     -9.9174        23-3     0.25000 
          23     1.50000      COMB11         Min   5.990E-04    -11.6095        23-3     0.50000 
          23     1.50000      COMB11         Min   5.990E-04    -11.6095        23-4     0.00000 
          23     2.00000      COMB11         Min   6.837E-04     -2.2027        23-4     0.50000 
          23     2.00000      COMB11         Min   6.837E-04     -2.2027        23-5     0.00000 
          23     2.35000      COMB11         Min   7.430E-04     12.9693        23-5     0.35000 
          23     0.15000      COMB12         Max  -8.109E-04     22.7642        23-1     0.15000 
          23     0.50000      COMB12         Max  -7.433E-04      4.4347        23-1     0.50000 
          23     0.50000      COMB12         Max  -7.433E-04      4.4347        23-2     0.00000 
          23     1.00000      COMB12         Max  -6.467E-04     -9.4363        23-2     0.50000 
          23     1.00000      COMB12         Max  -6.467E-04     -9.4363        23-3     0.00000 
          23     1.25000      COMB12         Max  -5.984E-04     -9.9545        23-3     0.25000 
          23     1.50000      COMB12         Max  -5.500E-04    -11.7899        23-3     0.50000 
          23     1.50000      COMB12         Max  -5.500E-04    -11.7899        23-4     0.00000 
          23     2.00000      COMB12         Max  -4.534E-04     -2.6277        23-4     0.50000 
          23     2.00000      COMB12         Max  -4.534E-04     -2.6277        23-5     0.00000 
          23     2.35000      COMB12         Max  -3.858E-04     12.4022        23-5     0.35000 
          23     0.15000      COMB12         Min  -8.109E-04     22.7642        23-1     0.15000 
          23     0.50000      COMB12         Min  -7.433E-04      4.4347        23-1     0.50000 
          23     0.50000      COMB12         Min  -7.433E-04      4.4347        23-2     0.00000 
          23     1.00000      COMB12         Min  -6.467E-04     -9.4363        23-2     0.50000 
          23     1.00000      COMB12         Min  -6.467E-04     -9.4363        23-3     0.00000 
          23     1.25000      COMB12         Min  -5.984E-04     -9.9545        23-3     0.25000 
          23     1.50000      COMB12         Min  -5.500E-04    -11.7899        23-3     0.50000 
          23     1.50000      COMB12         Min  -5.500E-04    -11.7899        23-4     0.00000 
          23     2.00000      COMB12         Min  -4.534E-04     -2.6277        23-4     0.50000 
          23     2.00000      COMB12         Min  -4.534E-04     -2.6277        23-5     0.00000 
          23     2.35000      COMB12         Min  -3.858E-04     12.4022        23-5     0.35000 
          23     0.15000      COMB13         Max      0.0234     33.1178        23-1     0.15000 
          23     0.50000      COMB13         Max      0.0155     11.1795        23-1     0.50000 
          23     0.50000      COMB13         Max      0.0155     11.1795        23-2     0.00000 
          23     1.00000      COMB13         Max      0.0213     -7.5021        23-2     0.50000 
          23     1.00000      COMB13         Max      0.0213     -7.5021        23-3     0.00000 
          23     1.25000      COMB13         Max      0.0204    -10.2088        23-3     0.25000 
          23     1.50000      COMB13         Max      0.0206    -11.6818        23-3     0.50000 
          23     1.50000      COMB13         Max      0.0206    -11.6818        23-4     0.00000 
          23     2.00000      COMB13         Max      0.0154     -1.5061        23-4     0.50000 
          23     2.00000      COMB13         Max      0.0154     -1.5061        23-5     0.00000 
          23     2.35000      COMB13         Max      0.0257     14.4357        23-5     0.35000 
          23     0.15000      COMB13         Min     -0.0224     21.6064        23-1     0.15000 
          23     0.50000      COMB13         Min     -0.0144      3.3811        23-1     0.50000 
          23     0.50000      COMB13         Min     -0.0144      3.3811        23-2     0.00000 
          23     1.00000      COMB13         Min     -0.0201    -10.0531        23-2     0.50000 
          23     1.00000      COMB13         Min     -0.0201    -10.0531        23-3     0.00000 
          23     1.25000      COMB13         Min     -0.0191    -10.2547        23-3     0.25000 
          23     1.50000      COMB13         Min     -0.0192    -14.3244        23-3     0.50000 
          23     1.50000      COMB13         Min     -0.0192    -14.3244        23-4     0.00000 
          23     2.00000      COMB13         Min     -0.0138     -9.2922        23-4     0.50000 
          23     2.00000      COMB13         Min     -0.0138     -9.2922        23-5     0.00000 
          23     2.35000      COMB13         Min     -0.0240      3.0821        23-5     0.35000 
          23     0.15000      COMB14         Max      0.2939     30.1373        23-1     0.15000 
          23     0.50000      COMB14         Max      0.1310      9.0531        23-1     0.50000 
          23     0.50000      COMB14         Max      0.1310      9.0531        23-2     0.00000 
          23     1.00000      COMB14         Max      0.3033     -8.3057        23-2     0.50000 
          23     1.00000      COMB14         Max      0.3033     -8.3057        23-3     0.00000 
          23     1.25000      COMB14         Max      0.2814    -10.1161        23-3     0.25000 
          23     1.50000      COMB14         Max      0.2640    -12.3030        23-3     0.50000 
          23     1.50000      COMB14         Max      0.2640    -12.3030        23-4     0.00000 
          23     2.00000      COMB14         Max      0.1425     -3.6569        23-4     0.50000 
          23     2.00000      COMB14         Max      0.1425     -3.6569        23-5     0.00000 
          23     2.35000      COMB14         Max      0.3997     11.1412        23-5     0.35000 
          23     0.15000      COMB14         Min     -0.2929     24.5869        23-1     0.15000 
          23     0.50000      COMB14         Min     -0.1300      5.5076        23-1     0.50000 
          23     0.50000      COMB14         Min     -0.1300      5.5076        23-2     0.00000 
          23     1.00000      COMB14         Min     -0.3021     -9.2496        23-2     0.50000 
          23     1.00000      COMB14         Min     -0.3021     -9.2496        23-3     0.00000 
          23     1.25000      COMB14         Min     -0.2801    -10.3475        23-3     0.25000 
          23     1.50000      COMB14         Min     -0.2627    -13.7032        23-3     0.50000 
          23     1.50000      COMB14         Min     -0.2627    -13.7032        23-4     0.00000 
          23     2.00000      COMB14         Min     -0.1410     -7.1414        23-4     0.50000 
          23     2.00000      COMB14         Min     -0.1410     -7.1414        23-5     0.00000 
          23     2.35000      COMB14         Min     -0.3981      6.3766        23-5     0.35000 
          23     0.15000         INV         Max      0.2939     33.1178        23-1     0.15000 
          23     0.50000         INV         Max      0.1310     11.1795        23-1     0.50000 
          23     0.50000         INV         Max      0.1310     11.1795        23-2     0.00000 
          23     1.00000         INV         Max      0.3033     -6.0501        23-2     0.50000 
          23     1.00000         INV         Max      0.3033     -6.0501        23-3     0.00000 
          23     1.25000         INV         Max      0.2814     -8.6445        23-3     0.25000 
          23     1.50000         INV         Max      0.2640    -10.2075        23-3     0.50000 
          23     1.50000         INV         Max      0.2640    -10.2075        23-4     0.00000 
          23     2.00000         INV         Max      0.1425     -1.5061        23-4     0.50000 
          23     2.00000         INV         Max      0.1425     -1.5061        23-5     0.00000 
          23     2.35000         INV         Max      0.3997     14.4357        23-5     0.35000 
          23     0.15000         INV         Min     -0.2929     19.3099        23-1     0.15000 
          23     0.50000         INV         Min     -0.1300      3.3513        23-1     0.50000 
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          23     0.50000         INV         Min     -0.1300      3.3513        23-2     0.00000 
          23     1.00000         INV         Min     -0.3021    -10.0531        23-2     0.50000 
          23     1.00000         INV         Min     -0.3021    -10.0531        23-3     0.00000 
          23     1.25000         INV         Min     -0.2801    -10.3475        23-3     0.25000 
          23     1.50000         INV         Min     -0.2627    -14.3244        23-3     0.50000 
          23     1.50000         INV         Min     -0.2627    -14.3244        23-4     0.00000 
          23     2.00000         INV         Min     -0.1410     -9.3693        23-4     0.50000 
          23     2.00000         INV         Min     -0.1410     -9.3693        23-5     0.00000 
          23     2.35000         INV         Min     -0.3981      0.8949        23-5     0.35000 
          24     0.15000          PP              -1.875E-05     51.8123        24-1     0.15000 
          24     0.50000          PP              -1.563E-05     27.3527        24-1     0.50000 
          24     0.50000          PP              -1.563E-05     27.3527        24-2     0.00000 
          24     1.00000          PP              -1.116E-05      1.2837        24-2     0.50000 
          24     1.00000          PP              -1.116E-05      1.2837        24-3     0.00000 
          24     1.25000          PP              -8.928E-06     -7.1207        24-3     0.25000 
          24     1.50000          PP              -6.695E-06    -16.5298        24-3     0.50000 
          24     1.50000          PP              -6.695E-06    -16.5298        24-4     0.00000 
          24     2.00000          PP              -2.228E-06    -26.1008        24-4     0.50000 
          24     2.00000          PP              -2.228E-06    -26.1008        24-5     0.00000 
          24     2.35000          PP               8.986E-07    -26.6145        24-5     0.35000 
          24     0.15000        PERM              -6.564E-04     13.9631        24-1     0.15000 
          24     0.50000        PERM              -5.253E-04      7.4658        24-1     0.50000 
          24     0.50000        PERM              -5.253E-04      7.4658        24-2     0.00000 
          24     1.00000        PERM              -3.380E-04      0.4793        24-2     0.50000 
          24     1.00000        PERM              -3.380E-04      0.4793        24-3     0.00000 
          24     1.25000        PERM              -2.444E-04     -1.8058        24-3     0.25000 
          24     1.50000        PERM              -1.508E-04     -4.4034        24-3     0.50000 
          24     1.50000        PERM              -1.508E-04     -4.4034        24-4     0.00000 
          24     2.00000        PERM               3.650E-05     -7.1859        24-4     0.50000 
          24     2.00000        PERM               3.650E-05     -7.1859        24-5     0.00000 
          24     2.35000        PERM               1.676E-04     -7.5338        24-5     0.35000 
          24     0.15000        NEVE              -4.491E-04      9.5379        24-1     0.15000 
          24     0.50000        NEVE              -3.594E-04      5.1822        24-1     0.50000 
          24     0.50000        NEVE              -3.594E-04      5.1822        24-2     0.00000 
          24     1.00000        NEVE              -2.313E-04      0.4019        24-2     0.50000 
          24     1.00000        NEVE              -2.313E-04      0.4019        24-3     0.00000 
          24     1.25000        NEVE              -1.672E-04     -1.2685        24-3     0.25000 
          24     1.50000        NEVE              -1.032E-04     -2.9389        24-3     0.50000 
          24     1.50000        NEVE              -1.032E-04     -2.9389        24-4     0.00000 
          24     2.00000        NEVE               2.497E-05     -4.8427        24-4     0.50000 
          24     2.00000        NEVE               2.497E-05     -4.8427        24-5     0.00000 
          24     2.35000        NEVE               1.147E-04     -5.1705        24-5     0.35000 
          24     0.15000      VENTOX               1.102E-04     -2.0876        24-1     0.15000 
          24     0.50000      VENTOX               8.798E-05     -1.0992        24-1     0.50000 
          24     0.50000      VENTOX               8.798E-05     -1.0992        24-2     0.00000 
          24     1.00000      VENTOX               5.631E-05     -0.0410        24-2     0.50000 
          24     1.00000      VENTOX               5.631E-05     -0.0410        24-3     0.00000 
          24     1.25000      VENTOX               4.047E-05      0.3114        24-3     0.25000 
          24     1.50000      VENTOX               2.464E-05      0.6638        24-3     0.50000 
          24     1.50000      VENTOX               2.464E-05      0.6638        24-4     0.00000 
          24     2.00000      VENTOX              -7.034E-06      1.0158        24-4     0.50000 
          24     2.00000      VENTOX              -7.034E-06      1.0158        24-5     0.00000 
          24     2.35000      VENTOX              -2.920E-05      1.0155        24-5     0.35000 
          24     0.15000      VENTOY                  0.0025     -0.8206        24-1     0.15000 
          24     0.50000      VENTOY                  0.0018     -0.2731        24-1     0.50000 
          24     0.50000      VENTOY                  0.0018     -0.2731        24-2     0.00000 
          24     1.00000      VENTOY               7.895E-04      0.1966        24-2     0.50000 
          24     1.00000      VENTOY               7.895E-04      0.1966        24-3     0.00000 
          24     1.25000      VENTOY               2.914E-04      0.2753        24-3     0.25000 
          24     1.50000      VENTOY              -2.067E-04      0.3540        24-3     0.50000 
          24     1.50000      VENTOY              -2.067E-04      0.3540        24-4     0.00000 
          24     2.00000      VENTOY                 -0.0012      0.1994        24-4     0.50000 
          24     2.00000      VENTOY                 -0.0012      0.1994        24-5     0.00000 
          24     2.35000      VENTOY                 -0.0019     -0.1273        24-5     0.35000 
          24     0.15000      SISMAX         Max      0.0238      4.4699        24-1     0.15000 
          24     0.50000      SISMAX         Max      0.0126      3.0283        24-1     0.50000 
          24     0.50000      SISMAX         Max      0.0126      3.0283        24-2     0.00000 
          24     1.00000      SISMAX         Max      0.0236      0.9908        24-2     0.50000 
          24     1.00000      SISMAX         Max      0.0236      0.9908        24-3     0.00000 
          24     1.25000      SISMAX         Max      0.0249      0.0177        24-3     0.25000 
          24     1.50000      SISMAX         Max      0.0271      1.0261        24-3     0.50000 
          24     1.50000      SISMAX         Max      0.0271      1.0261        24-4     0.00000 
          24     2.00000      SISMAX         Max      0.0205      3.0236        24-4     0.50000 
          24     2.00000      SISMAX         Max      0.0205      3.0236        24-5     0.00000 
          24     2.35000      SISMAX         Max      0.0248      4.4091        24-5     0.35000 
          24     0.15000      SISMAY         Max      0.3890      4.6202        24-1     0.15000 
          24     0.50000      SISMAY         Max      0.1242      3.0346        24-1     0.50000 
          24     0.50000      SISMAY         Max      0.1242      3.0346        24-2     0.00000 
          24     1.00000      SISMAY         Max      0.3010      0.8967        24-2     0.50000 
          24     1.00000      SISMAY         Max      0.3010      0.8967        24-3     0.00000 
          24     1.25000      SISMAY         Max      0.2903      0.1121        24-3     0.25000 
          24     1.50000      SISMAY         Max      0.2828      1.1166        24-3     0.50000 
          24     1.50000      SISMAY         Max      0.2828      1.1166        24-4     0.00000 
          24     2.00000      SISMAY         Max      0.1093      3.0052        24-4     0.50000 
          24     2.00000      SISMAY         Max      0.1093      3.0052        24-5     0.00000 
          24     2.35000      SISMAY         Max      0.4131      4.2416        24-5     0.35000 
          24     0.15000        TERM              -1.693E-05      2.7620        24-1     0.15000 
          24     0.50000        TERM              -1.412E-05      1.8846        24-1     0.50000 
          24     0.50000        TERM              -1.412E-05      1.8846        24-2     0.00000 
          24     1.00000        TERM              -1.009E-05      0.6302        24-2     0.50000 
          24     1.00000        TERM              -1.009E-05      0.6302        24-3     0.00000 
          24     1.25000        TERM              -8.079E-06      0.0020        24-3     0.25000 
          24     1.50000        TERM              -6.067E-06     -0.6261        24-3     0.50000 
          24     1.50000        TERM              -6.067E-06     -0.6261        24-4     0.00000 
          24     2.00000        TERM              -2.041E-06     -1.8852        24-4     0.50000 
          24     2.00000        TERM              -2.041E-06     -1.8852        24-5     0.00000 
          24     2.35000        TERM               7.762E-07     -2.7690        24-5     0.35000 
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          24     0.15000       COMB1         Max  -6.921E-04     68.5374        24-1     0.15000 
          24     0.50000       COMB1         Max  -5.550E-04     36.7032        24-1     0.50000 
          24     0.50000       COMB1         Max  -5.550E-04     36.7032        24-2     0.00000 
          24     1.00000       COMB1         Max  -3.593E-04      2.3932        24-2     0.50000 
          24     1.00000       COMB1         Max  -3.593E-04      2.3932        24-3     0.00000 
          24     1.25000       COMB1         Max  -2.614E-04     -8.9245        24-3     0.25000 
          24     1.50000       COMB1         Max  -1.635E-04    -21.5594        24-3     0.50000 
          24     1.50000       COMB1         Max  -1.635E-04    -21.5594        24-4     0.00000 
          24     2.00000       COMB1         Max   3.223E-05    -35.1719        24-4     0.50000 
          24     2.00000       COMB1         Max   3.223E-05    -35.1719        24-5     0.00000 
          24     2.35000       COMB1         Max   1.693E-04    -36.9172        24-5     0.35000 
          24     0.15000       COMB1         Min  -6.921E-04     68.5374        24-1     0.15000 
          24     0.50000       COMB1         Min  -5.550E-04     36.7032        24-1     0.50000 
          24     0.50000       COMB1         Min  -5.550E-04     36.7032        24-2     0.00000 
          24     1.00000       COMB1         Min  -3.593E-04      2.3932        24-2     0.50000 
          24     1.00000       COMB1         Min  -3.593E-04      2.3932        24-3     0.00000 
          24     1.25000       COMB1         Min  -2.614E-04     -8.9245        24-3     0.25000 
          24     1.50000       COMB1         Min  -1.635E-04    -21.5594        24-3     0.50000 
          24     1.50000       COMB1         Min  -1.635E-04    -21.5594        24-4     0.00000 
          24     2.00000       COMB1         Min   3.223E-05    -35.1719        24-4     0.50000 
          24     2.00000       COMB1         Min   3.223E-05    -35.1719        24-5     0.00000 
          24     2.35000       COMB1         Min   1.693E-04    -36.9172        24-5     0.35000 
          24     0.15000       COMB2         Max     -0.0011     78.0753        24-1     0.15000 
          24     0.50000       COMB2         Max  -9.144E-04     41.8853        24-1     0.50000 
          24     0.50000       COMB2         Max  -9.144E-04     41.8853        24-2     0.00000 
          24     1.00000       COMB2         Max  -5.906E-04      2.7951        24-2     0.50000 
          24     1.00000       COMB2         Max  -5.906E-04      2.7951        24-3     0.00000 
          24     1.25000       COMB2         Max  -4.286E-04    -10.1930        24-3     0.25000 
          24     1.50000       COMB2         Max  -2.667E-04    -24.4983        24-3     0.50000 
          24     1.50000       COMB2         Max  -2.667E-04    -24.4983        24-4     0.00000 
          24     2.00000       COMB2         Max   5.721E-05    -40.0146        24-4     0.50000 
          24     2.00000       COMB2         Max   5.721E-05    -40.0146        24-5     0.00000 
          24     2.35000       COMB2         Max   2.839E-04    -42.0877        24-5     0.35000 
          24     0.15000       COMB2         Min     -0.0011     78.0753        24-1     0.15000 
          24     0.50000       COMB2         Min  -9.144E-04     41.8853        24-1     0.50000 
          24     0.50000       COMB2         Min  -9.144E-04     41.8853        24-2     0.00000 
          24     1.00000       COMB2         Min  -5.906E-04      2.7951        24-2     0.50000 
          24     1.00000       COMB2         Min  -5.906E-04      2.7951        24-3     0.00000 
          24     1.25000       COMB2         Min  -4.286E-04    -10.1930        24-3     0.25000 
          24     1.50000       COMB2         Min  -2.667E-04    -24.4983        24-3     0.50000 
          24     1.50000       COMB2         Min  -2.667E-04    -24.4983        24-4     0.00000 
          24     2.00000       COMB2         Min   5.721E-05    -40.0146        24-4     0.50000 
          24     2.00000       COMB2         Min   5.721E-05    -40.0146        24-5     0.00000 
          24     2.35000       COMB2         Min   2.839E-04    -42.0877        24-5     0.35000 
          24     0.15000       COMB3         Max  -5.819E-04     66.4498        24-1     0.15000 
          24     0.50000       COMB3         Max  -4.670E-04     35.6040        24-1     0.50000 
          24     0.50000       COMB3         Max  -4.670E-04     35.6040        24-2     0.00000 
          24     1.00000       COMB3         Max  -3.030E-04      2.3521        24-2     0.50000 
          24     1.00000       COMB3         Max  -3.030E-04      2.3521        24-3     0.00000 
          24     1.25000       COMB3         Max  -2.209E-04     -8.6131        24-3     0.25000 
          24     1.50000       COMB3         Max  -1.389E-04    -20.8956        24-3     0.50000 
          24     1.50000       COMB3         Max  -1.389E-04    -20.8956        24-4     0.00000 
          24     2.00000       COMB3         Max   2.520E-05    -34.1560        24-4     0.50000 
          24     2.00000       COMB3         Max   2.520E-05    -34.1560        24-5     0.00000 
          24     2.35000       COMB3         Max   1.401E-04    -35.9017        24-5     0.35000 
          24     0.15000       COMB3         Min  -5.819E-04     66.4498        24-1     0.15000 
          24     0.50000       COMB3         Min  -4.670E-04     35.6040        24-1     0.50000 
          24     0.50000       COMB3         Min  -4.670E-04     35.6040        24-2     0.00000 
          24     1.00000       COMB3         Min  -3.030E-04      2.3521        24-2     0.50000 
          24     1.00000       COMB3         Min  -3.030E-04      2.3521        24-3     0.00000 
          24     1.25000       COMB3         Min  -2.209E-04     -8.6131        24-3     0.25000 
          24     1.50000       COMB3         Min  -1.389E-04    -20.8956        24-3     0.50000 
          24     1.50000       COMB3         Min  -1.389E-04    -20.8956        24-4     0.00000 
          24     2.00000       COMB3         Min   2.520E-05    -34.1560        24-4     0.50000 
          24     2.00000       COMB3         Min   2.520E-05    -34.1560        24-5     0.00000 
          24     2.35000       COMB3         Min   1.401E-04    -35.9017        24-5     0.35000 
          24     0.15000       COMB4         Max      0.0018     67.7168        24-1     0.15000 
          24     0.50000       COMB4         Max      0.0012     36.4301        24-1     0.50000 
          24     0.50000       COMB4         Max      0.0012     36.4301        24-2     0.00000 
          24     1.00000       COMB4         Max   4.302E-04      2.5897        24-2     0.50000 
          24     1.00000       COMB4         Max   4.302E-04      2.5897        24-3     0.00000 
          24     1.25000       COMB4         Max   2.998E-05     -8.6492        24-3     0.25000 
          24     1.50000       COMB4         Max  -3.703E-04    -21.2054        24-3     0.50000 
          24     1.50000       COMB4         Max  -3.703E-04    -21.2054        24-4     0.00000 
          24     2.00000       COMB4         Max     -0.0012    -34.9724        24-4     0.50000 
          24     2.00000       COMB4         Max     -0.0012    -34.9724        24-5     0.00000 
          24     2.35000       COMB4         Max     -0.0017    -37.0445        24-5     0.35000 
          24     0.15000       COMB4         Min      0.0018     67.7168        24-1     0.15000 
          24     0.50000       COMB4         Min      0.0012     36.4301        24-1     0.50000 
          24     0.50000       COMB4         Min      0.0012     36.4301        24-2     0.00000 
          24     1.00000       COMB4         Min   4.302E-04      2.5897        24-2     0.50000 
          24     1.00000       COMB4         Min   4.302E-04      2.5897        24-3     0.00000 
          24     1.25000       COMB4         Min   2.998E-05     -8.6492        24-3     0.25000 
          24     1.50000       COMB4         Min  -3.703E-04    -21.2054        24-3     0.50000 
          24     1.50000       COMB4         Min  -3.703E-04    -21.2054        24-4     0.00000 
          24     2.00000       COMB4         Min     -0.0012    -34.9724        24-4     0.50000 
          24     2.00000       COMB4         Min     -0.0012    -34.9724        24-5     0.00000 
          24     2.35000       COMB4         Min     -0.0017    -37.0445        24-5     0.35000 
          24     0.15000       COMB5         Max     -0.0010     75.9877        24-1     0.15000 
          24     0.50000       COMB5         Max  -8.265E-04     40.7862        24-1     0.50000 
          24     0.50000       COMB5         Max  -8.265E-04     40.7862        24-2     0.00000 
          24     1.00000       COMB5         Max  -5.342E-04      2.7540        24-2     0.50000 
          24     1.00000       COMB5         Max  -5.342E-04      2.7540        24-3     0.00000 
          24     1.25000       COMB5         Max  -3.881E-04     -9.8816        24-3     0.25000 
          24     1.50000       COMB5         Max  -2.420E-04    -23.8345        24-3     0.50000 
          24     1.50000       COMB5         Max  -2.420E-04    -23.8345        24-4     0.00000 
          24     2.00000       COMB5         Max   5.017E-05    -38.9987        24-4     0.50000 
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          24     2.00000       COMB5         Max   5.017E-05    -38.9987        24-5     0.00000 
          24     2.35000       COMB5         Max   2.547E-04    -41.0722        24-5     0.35000 
          24     0.15000       COMB5         Min     -0.0010     75.9877        24-1     0.15000 
          24     0.50000       COMB5         Min  -8.265E-04     40.7862        24-1     0.50000 
          24     0.50000       COMB5         Min  -8.265E-04     40.7862        24-2     0.00000 
          24     1.00000       COMB5         Min  -5.342E-04      2.7540        24-2     0.50000 
          24     1.00000       COMB5         Min  -5.342E-04      2.7540        24-3     0.00000 
          24     1.25000       COMB5         Min  -3.881E-04     -9.8816        24-3     0.25000 
          24     1.50000       COMB5         Min  -2.420E-04    -23.8345        24-3     0.50000 
          24     1.50000       COMB5         Min  -2.420E-04    -23.8345        24-4     0.00000 
          24     2.00000       COMB5         Min   5.017E-05    -38.9987        24-4     0.50000 
          24     2.00000       COMB5         Min   5.017E-05    -38.9987        24-5     0.00000 
          24     2.35000       COMB5         Min   2.547E-04    -41.0722        24-5     0.35000 
          24     0.15000       COMB6         Max      0.0013     77.2547        24-1     0.15000 
          24     0.50000       COMB6         Max   8.713E-04     41.6122        24-1     0.50000 
          24     0.50000       COMB6         Max   8.713E-04     41.6122        24-2     0.00000 
          24     1.00000       COMB6         Max   1.989E-04      2.9916        24-2     0.50000 
          24     1.00000       COMB6         Max   1.989E-04      2.9916        24-3     0.00000 
          24     1.25000       COMB6         Max  -1.372E-04     -9.9177        24-3     0.25000 
          24     1.50000       COMB6         Max  -4.734E-04    -24.1443        24-3     0.50000 
          24     1.50000       COMB6         Max  -4.734E-04    -24.1443        24-4     0.00000 
          24     2.00000       COMB6         Max     -0.0011    -39.8151        24-4     0.50000 
          24     2.00000       COMB6         Max     -0.0011    -39.8151        24-5     0.00000 
          24     2.35000       COMB6         Max     -0.0016    -42.2150        24-5     0.35000 
          24     0.15000       COMB6         Min      0.0013     77.2547        24-1     0.15000 
          24     0.50000       COMB6         Min   8.713E-04     41.6122        24-1     0.50000 
          24     0.50000       COMB6         Min   8.713E-04     41.6122        24-2     0.00000 
          24     1.00000       COMB6         Min   1.989E-04      2.9916        24-2     0.50000 
          24     1.00000       COMB6         Min   1.989E-04      2.9916        24-3     0.00000 
          24     1.25000       COMB6         Min  -1.372E-04     -9.9177        24-3     0.25000 
          24     1.50000       COMB6         Min  -4.734E-04    -24.1443        24-3     0.50000 
          24     1.50000       COMB6         Min  -4.734E-04    -24.1443        24-4     0.00000 
          24     2.00000       COMB6         Min     -0.0011    -39.8151        24-4     0.50000 
          24     2.00000       COMB6         Min     -0.0011    -39.8151        24-5     0.00000 
          24     2.35000       COMB6         Min     -0.0016    -42.2150        24-5     0.35000 
          24     0.15000       COMB7         Max  -6.582E-04     63.0134        24-1     0.15000 
          24     0.50000       COMB7         Max  -5.268E-04     32.9339        24-1     0.50000 
          24     0.50000       COMB7         Max  -5.268E-04     32.9339        24-2     0.00000 
          24     1.00000       COMB7         Max  -3.391E-04      1.1328        24-2     0.50000 
          24     1.00000       COMB7         Max  -3.391E-04      1.1328        24-3     0.00000 
          24     1.25000       COMB7         Max  -2.452E-04     -8.9286        24-3     0.25000 
          24     1.50000       COMB7         Max  -1.514E-04    -20.3072        24-3     0.50000 
          24     1.50000       COMB7         Max  -1.514E-04    -20.3072        24-4     0.00000 
          24     2.00000       COMB7         Max   3.631E-05    -31.4016        24-4     0.50000 
          24     2.00000       COMB7         Max   3.631E-05    -31.4016        24-5     0.00000 
          24     2.35000       COMB7         Max   1.677E-04    -31.3792        24-5     0.35000 
          24     0.15000       COMB7         Min  -6.582E-04     63.0134        24-1     0.15000 
          24     0.50000       COMB7         Min  -5.268E-04     32.9339        24-1     0.50000 
          24     0.50000       COMB7         Min  -5.268E-04     32.9339        24-2     0.00000 
          24     1.00000       COMB7         Min  -3.391E-04      1.1328        24-2     0.50000 
          24     1.00000       COMB7         Min  -3.391E-04      1.1328        24-3     0.00000 
          24     1.25000       COMB7         Min  -2.452E-04     -8.9286        24-3     0.25000 
          24     1.50000       COMB7         Min  -1.514E-04    -20.3072        24-3     0.50000 
          24     1.50000       COMB7         Min  -1.514E-04    -20.3072        24-4     0.00000 
          24     2.00000       COMB7         Min   3.631E-05    -31.4016        24-4     0.50000 
          24     2.00000       COMB7         Min   3.631E-05    -31.4016        24-5     0.00000 
          24     2.35000       COMB7         Min   1.677E-04    -31.3792        24-5     0.35000 
          24     0.15000       COMB8         Max     -0.0011     72.5513        24-1     0.15000 
          24     0.50000       COMB8         Max  -8.862E-04     38.1161        24-1     0.50000 
          24     0.50000       COMB8         Max  -8.862E-04     38.1161        24-2     0.00000 
          24     1.00000       COMB8         Max  -5.704E-04      1.5347        24-2     0.50000 
          24     1.00000       COMB8         Max  -5.704E-04      1.5347        24-3     0.00000 
          24     1.25000       COMB8         Max  -4.125E-04    -10.1971        24-3     0.25000 
          24     1.50000       COMB8         Max  -2.545E-04    -23.2461        24-3     0.50000 
          24     1.50000       COMB8         Max  -2.545E-04    -23.2461        24-4     0.00000 
          24     2.00000       COMB8         Max   6.129E-05    -36.2442        24-4     0.50000 
          24     2.00000       COMB8         Max   6.129E-05    -36.2442        24-5     0.00000 
          24     2.35000       COMB8         Max   2.824E-04    -36.5497        24-5     0.35000 
          24     0.15000       COMB8         Min     -0.0011     72.5513        24-1     0.15000 
          24     0.50000       COMB8         Min  -8.862E-04     38.1161        24-1     0.50000 
          24     0.50000       COMB8         Min  -8.862E-04     38.1161        24-2     0.00000 
          24     1.00000       COMB8         Min  -5.704E-04      1.5347        24-2     0.50000 
          24     1.00000       COMB8         Min  -5.704E-04      1.5347        24-3     0.00000 
          24     1.25000       COMB8         Min  -4.125E-04    -10.1971        24-3     0.25000 
          24     1.50000       COMB8         Min  -2.545E-04    -23.2461        24-3     0.50000 
          24     1.50000       COMB8         Min  -2.545E-04    -23.2461        24-4     0.00000 
          24     2.00000       COMB8         Min   6.129E-05    -36.2442        24-4     0.50000 
          24     2.00000       COMB8         Min   6.129E-05    -36.2442        24-5     0.00000 
          24     2.35000       COMB8         Min   2.824E-04    -36.5497        24-5     0.35000 
          24     0.15000       COMB9         Max  -5.480E-04     60.9258        24-1     0.15000 
          24     0.50000       COMB9         Max  -4.388E-04     31.8348        24-1     0.50000 
          24     0.50000       COMB9         Max  -4.388E-04     31.8348        24-2     0.00000 
          24     1.00000       COMB9         Max  -2.828E-04      1.0918        24-2     0.50000 
          24     1.00000       COMB9         Max  -2.828E-04      1.0918        24-3     0.00000 
          24     1.25000       COMB9         Max  -2.048E-04     -8.6172        24-3     0.25000 
          24     1.50000       COMB9         Max  -1.268E-04    -19.6434        24-3     0.50000 
          24     1.50000       COMB9         Max  -1.268E-04    -19.6434        24-4     0.00000 
          24     2.00000       COMB9         Max   2.928E-05    -30.3857        24-4     0.50000 
          24     2.00000       COMB9         Max   2.928E-05    -30.3857        24-5     0.00000 
          24     2.35000       COMB9         Max   1.385E-04    -30.3637        24-5     0.35000 
          24     0.15000       COMB9         Min  -5.480E-04     60.9258        24-1     0.15000 
          24     0.50000       COMB9         Min  -4.388E-04     31.8348        24-1     0.50000 
          24     0.50000       COMB9         Min  -4.388E-04     31.8348        24-2     0.00000 
          24     1.00000       COMB9         Min  -2.828E-04      1.0918        24-2     0.50000 
          24     1.00000       COMB9         Min  -2.828E-04      1.0918        24-3     0.00000 
          24     1.25000       COMB9         Min  -2.048E-04     -8.6172        24-3     0.25000 
          24     1.50000       COMB9         Min  -1.268E-04    -19.6434        24-3     0.50000 
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          24     1.50000       COMB9         Min  -1.268E-04    -19.6434        24-4     0.00000 
          24     2.00000       COMB9         Min   2.928E-05    -30.3857        24-4     0.50000 
          24     2.00000       COMB9         Min   2.928E-05    -30.3857        24-5     0.00000 
          24     2.35000       COMB9         Min   1.385E-04    -30.3637        24-5     0.35000 
          24     0.15000      COMB10         Max      0.0018     62.1928        24-1     0.15000 
          24     0.50000      COMB10         Max      0.0013     32.6608        24-1     0.50000 
          24     0.50000      COMB10         Max      0.0013     32.6608        24-2     0.00000 
          24     1.00000      COMB10         Max   4.504E-04      1.3294        24-2     0.50000 
          24     1.00000      COMB10         Max   4.504E-04      1.3294        24-3     0.00000 
          24     1.25000      COMB10         Max   4.614E-05     -8.6533        24-3     0.25000 
          24     1.50000      COMB10         Max  -3.581E-04    -19.9531        24-3     0.50000 
          24     1.50000      COMB10         Max  -3.581E-04    -19.9531        24-4     0.00000 
          24     2.00000      COMB10         Max     -0.0012    -31.2021        24-4     0.50000 
          24     2.00000      COMB10         Max     -0.0012    -31.2021        24-5     0.00000 
          24     2.35000      COMB10         Max     -0.0017    -31.5065        24-5     0.35000 
          24     0.15000      COMB10         Min      0.0018     62.1928        24-1     0.15000 
          24     0.50000      COMB10         Min      0.0013     32.6608        24-1     0.50000 
          24     0.50000      COMB10         Min      0.0013     32.6608        24-2     0.00000 
          24     1.00000      COMB10         Min   4.504E-04      1.3294        24-2     0.50000 
          24     1.00000      COMB10         Min   4.504E-04      1.3294        24-3     0.00000 
          24     1.25000      COMB10         Min   4.614E-05     -8.6533        24-3     0.25000 
          24     1.50000      COMB10         Min  -3.581E-04    -19.9531        24-3     0.50000 
          24     1.50000      COMB10         Min  -3.581E-04    -19.9531        24-4     0.00000 
          24     2.00000      COMB10         Min     -0.0012    -31.2021        24-4     0.50000 
          24     2.00000      COMB10         Min     -0.0012    -31.2021        24-5     0.00000 
          24     2.35000      COMB10         Min     -0.0017    -31.5065        24-5     0.35000 
          24     0.15000      COMB11         Max  -9.971E-04     70.4637        24-1     0.15000 
          24     0.50000      COMB11         Max  -7.982E-04     37.0170        24-1     0.50000 
          24     0.50000      COMB11         Max  -7.982E-04     37.0170        24-2     0.00000 
          24     1.00000      COMB11         Max  -5.141E-04      1.4937        24-2     0.50000 
          24     1.00000      COMB11         Max  -5.141E-04      1.4937        24-3     0.00000 
          24     1.25000      COMB11         Max  -3.720E-04     -9.8857        24-3     0.25000 
          24     1.50000      COMB11         Max  -2.299E-04    -22.5823        24-3     0.50000 
          24     1.50000      COMB11         Max  -2.299E-04    -22.5823        24-4     0.00000 
          24     2.00000      COMB11         Max   5.425E-05    -35.2284        24-4     0.50000 
          24     2.00000      COMB11         Max   5.425E-05    -35.2284        24-5     0.00000 
          24     2.35000      COMB11         Max   2.532E-04    -35.5342        24-5     0.35000 
          24     0.15000      COMB11         Min  -9.971E-04     70.4637        24-1     0.15000 
          24     0.50000      COMB11         Min  -7.982E-04     37.0170        24-1     0.50000 
          24     0.50000      COMB11         Min  -7.982E-04     37.0170        24-2     0.00000 
          24     1.00000      COMB11         Min  -5.141E-04      1.4937        24-2     0.50000 
          24     1.00000      COMB11         Min  -5.141E-04      1.4937        24-3     0.00000 
          24     1.25000      COMB11         Min  -3.720E-04     -9.8857        24-3     0.25000 
          24     1.50000      COMB11         Min  -2.299E-04    -22.5823        24-3     0.50000 
          24     1.50000      COMB11         Min  -2.299E-04    -22.5823        24-4     0.00000 
          24     2.00000      COMB11         Min   5.425E-05    -35.2284        24-4     0.50000 
          24     2.00000      COMB11         Min   5.425E-05    -35.2284        24-5     0.00000 
          24     2.35000      COMB11         Min   2.532E-04    -35.5342        24-5     0.35000 
          24     0.15000      COMB12         Max      0.0014     71.7307        24-1     0.15000 
          24     0.50000      COMB12         Max   8.995E-04     37.8430        24-1     0.50000 
          24     0.50000      COMB12         Max   8.995E-04     37.8430        24-2     0.00000 
          24     1.00000      COMB12         Max   2.191E-04      1.7313        24-2     0.50000 
          24     1.00000      COMB12         Max   2.191E-04      1.7313        24-3     0.00000 
          24     1.25000      COMB12         Max  -1.211E-04     -9.9218        24-3     0.25000 
          24     1.50000      COMB12         Max  -4.613E-04    -22.8921        24-3     0.50000 
          24     1.50000      COMB12         Max  -4.613E-04    -22.8921        24-4     0.00000 
          24     2.00000      COMB12         Max     -0.0011    -36.0448        24-4     0.50000 
          24     2.00000      COMB12         Max     -0.0011    -36.0448        24-5     0.00000 
          24     2.35000      COMB12         Max     -0.0016    -36.6770        24-5     0.35000 
          24     0.15000      COMB12         Min      0.0014     71.7307        24-1     0.15000 
          24     0.50000      COMB12         Min   8.995E-04     37.8430        24-1     0.50000 
          24     0.50000      COMB12         Min   8.995E-04     37.8430        24-2     0.00000 
          24     1.00000      COMB12         Min   2.191E-04      1.7313        24-2     0.50000 
          24     1.00000      COMB12         Min   2.191E-04      1.7313        24-3     0.00000 
          24     1.25000      COMB12         Min  -1.211E-04     -9.9218        24-3     0.25000 
          24     1.50000      COMB12         Min  -4.613E-04    -22.8921        24-3     0.50000 
          24     1.50000      COMB12         Min  -4.613E-04    -22.8921        24-4     0.00000 
          24     2.00000      COMB12         Min     -0.0011    -36.0448        24-4     0.50000 
          24     2.00000      COMB12         Min     -0.0011    -36.0448        24-5     0.00000 
          24     2.35000      COMB12         Min     -0.0016    -36.6770        24-5     0.35000 
          24     0.15000      COMB13         Max      0.0227     79.7832        24-1     0.15000 
          24     0.50000      COMB13         Max      0.0117     43.0290        24-1     0.50000 
          24     0.50000      COMB13         Max      0.0117     43.0290        24-2     0.00000 
          24     1.00000      COMB13         Max      0.0230      3.1557        24-2     0.50000 
          24     1.00000      COMB13         Max      0.0230      3.1557        24-3     0.00000 
          24     1.25000      COMB13         Max      0.0245    -10.1774        24-3     0.25000 
          24     1.50000      COMB13         Max      0.0268    -22.8461        24-3     0.50000 
          24     1.50000      COMB13         Max      0.0268    -22.8461        24-4     0.00000 
          24     2.00000      COMB13         Max      0.0206    -35.1058        24-4     0.50000 
          24     2.00000      COMB13         Max      0.0206    -35.1058        24-5     0.00000 
          24     2.35000      COMB13         Max      0.0250    -34.9096        24-5     0.35000 
          24     0.15000      COMB13         Min     -0.0250     70.8434        24-1     0.15000 
          24     0.50000      COMB13         Min     -0.0135     36.9724        24-1     0.50000 
          24     0.50000      COMB13         Min     -0.0135     36.9724        24-2     0.00000 
          24     1.00000      COMB13         Min     -0.0242      1.1741        24-2     0.50000 
          24     1.00000      COMB13         Min     -0.0242      1.1741        24-3     0.00000 
          24     1.25000      COMB13         Min     -0.0253    -10.2127        24-3     0.25000 
          24     1.50000      COMB13         Min     -0.0273    -24.8983        24-3     0.50000 
          24     1.50000      COMB13         Min     -0.0273    -24.8983        24-4     0.00000 
          24     2.00000      COMB13         Min     -0.0205    -41.1530        24-4     0.50000 
          24     2.00000      COMB13         Min     -0.0205    -41.1530        24-5     0.00000 
          24     2.35000      COMB13         Min     -0.0245    -43.7279        24-5     0.35000 
          24     0.15000      COMB14         Max      0.3879     79.9335        24-1     0.15000 
          24     0.50000      COMB14         Max      0.1233     43.0354        24-1     0.50000 
          24     0.50000      COMB14         Max      0.1233     43.0354        24-2     0.00000 
          24     1.00000      COMB14         Max      0.3004      3.0616        24-2     0.50000 
          24     1.00000      COMB14         Max      0.3004      3.0616        24-3     0.00000 
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          24     1.25000      COMB14         Max      0.2899    -10.0830        24-3     0.25000 
          24     1.50000      COMB14         Max      0.2825    -22.7556        24-3     0.50000 
          24     1.50000      COMB14         Max      0.2825    -22.7556        24-4     0.00000 
          24     2.00000      COMB14         Max      0.1094    -35.1241        24-4     0.50000 
          24     2.00000      COMB14         Max      0.1094    -35.1241        24-5     0.00000 
          24     2.35000      COMB14         Max      0.4133    -35.0771        24-5     0.35000 
          24     0.15000      COMB14         Min     -0.3902     70.6931        24-1     0.15000 
          24     0.50000      COMB14         Min     -0.1251     36.9661        24-1     0.50000 
          24     0.50000      COMB14         Min     -0.1251     36.9661        24-2     0.00000 
          24     1.00000      COMB14         Min     -0.3016      1.2682        24-2     0.50000 
          24     1.00000      COMB14         Min     -0.3016      1.2682        24-3     0.00000 
          24     1.25000      COMB14         Min     -0.2907    -10.3071        24-3     0.25000 
          24     1.50000      COMB14         Min     -0.2831    -24.9888        24-3     0.50000 
          24     1.50000      COMB14         Min     -0.2831    -24.9888        24-4     0.00000 
          24     2.00000      COMB14         Min     -0.1093    -41.1346        24-4     0.50000 
          24     2.00000      COMB14         Min     -0.1093    -41.1346        24-5     0.00000 
          24     2.35000      COMB14         Min     -0.4128    -43.5603        24-5     0.35000 
          24     0.15000         INV         Max      0.3879     79.9335        24-1     0.15000 
          24     0.50000         INV         Max      0.1233     43.0354        24-1     0.50000 
          24     0.50000         INV         Max      0.1233     43.0354        24-2     0.00000 
          24     1.00000         INV         Max      0.3004      3.1557        24-2     0.50000 
          24     1.00000         INV         Max      0.3004      3.1557        24-3     0.00000 
          24     1.25000         INV         Max      0.2899     -8.6131        24-3     0.25000 
          24     1.50000         INV         Max      0.2825    -19.6434        24-3     0.50000 
          24     1.50000         INV         Max      0.2825    -19.6434        24-4     0.00000 
          24     2.00000         INV         Max      0.1094    -30.3857        24-4     0.50000 
          24     2.00000         INV         Max      0.1094    -30.3857        24-5     0.00000 
          24     2.35000         INV         Max      0.4133    -30.3637        24-5     0.35000 
          24     0.15000         INV         Min     -0.3902     60.9258        24-1     0.15000 
          24     0.50000         INV         Min     -0.1251     31.8348        24-1     0.50000 
          24     0.50000         INV         Min     -0.1251     31.8348        24-2     0.00000 
          24     1.00000         INV         Min     -0.3016      1.0918        24-2     0.50000 
          24     1.00000         INV         Min     -0.3016      1.0918        24-3     0.00000 
          24     1.25000         INV         Min     -0.2907    -10.3071        24-3     0.25000 
          24     1.50000         INV         Min     -0.2831    -24.9888        24-3     0.50000 
          24     1.50000         INV         Min     -0.2831    -24.9888        24-4     0.00000 
          24     2.00000         INV         Min     -0.1093    -41.1530        24-4     0.50000 
          24     2.00000         INV         Min     -0.1093    -41.1530        24-5     0.00000 
          24     2.35000         INV         Min     -0.4128    -43.7279        24-5     0.35000 
          25     0.15000          PP               9.932E-06     23.2059        25-1     0.15000 
          25     0.50000          PP               7.109E-06      7.8840        25-1     0.50000 
          25     0.50000          PP               7.109E-06      7.8840        25-2     0.00000 
          25     1.00000          PP               3.075E-06     -5.1756        25-2     0.50000 
          25     1.00000          PP               3.075E-06     -5.1756        25-3     0.00000 
          25     1.25000          PP               1.058E-06     -7.0932        25-3     0.25000 
          25     1.50000          PP              -9.591E-07    -10.0156        25-3     0.50000 
          25     1.50000          PP              -9.591E-07    -10.0156        25-4     0.00000 
          25     2.00000          PP              -4.993E-06     -6.6394        25-4     0.50000 
          25     2.00000          PP              -4.993E-06     -6.6394        25-5     0.00000 
          25     2.35000          PP              -7.817E-06      1.8973        25-5     0.35000 
          25     0.15000        PERM               9.572E-05      9.2497        25-1     0.15000 
          25     0.50000        PERM               8.214E-05      4.2629        25-1     0.50000 
          25     0.50000        PERM               8.214E-05      4.2629        25-2     0.00000 
          25     1.00000        PERM               6.276E-05     -0.5784        25-2     0.50000 
          25     1.00000        PERM               6.276E-05     -0.5784        25-3     0.00000 
          25     1.25000        PERM               5.306E-05     -1.7966        25-3     0.25000 
          25     1.50000        PERM               4.337E-05     -3.3272        25-3     0.50000 
          25     1.50000        PERM               4.337E-05     -3.3272        25-4     0.00000 
          25     2.00000        PERM               2.398E-05     -3.9854        25-4     0.50000 
          25     2.00000        PERM               2.398E-05     -3.9854        25-5     0.00000 
          25     2.35000        PERM               1.041E-05     -2.8522        25-5     0.35000 
          25     0.15000        NEVE               6.549E-05      6.3129        25-1     0.15000 
          25     0.50000        NEVE               5.620E-05      2.9907        25-1     0.50000 
          25     0.50000        NEVE               5.620E-05      2.9907        25-2     0.00000 
          25     1.00000        NEVE               4.294E-05     -0.3218        25-2     0.50000 
          25     1.00000        NEVE               4.294E-05     -0.3218        25-3     0.00000 
          25     1.25000        NEVE               3.631E-05     -1.2622        25-3     0.25000 
          25     1.50000        NEVE               2.967E-05     -2.2025        25-3     0.50000 
          25     1.50000        NEVE               2.967E-05     -2.2025        25-4     0.00000 
          25     2.00000        NEVE               1.641E-05     -2.6529        25-4     0.50000 
          25     2.00000        NEVE               1.641E-05     -2.6529        25-5     0.00000 
          25     2.35000        NEVE               7.124E-06     -1.9673        25-5     0.35000 
          25     0.15000      VENTOX              -1.929E-05     -1.3108        25-1     0.15000 
          25     0.50000      VENTOX              -1.482E-05     -0.5710        25-1     0.50000 
          25     0.50000      VENTOX              -1.482E-05     -0.5710        25-2     0.00000 
          25     1.00000      VENTOX              -8.427E-06      0.1336        25-2     0.50000 
          25     1.00000      VENTOX              -8.427E-06      0.1336        25-3     0.00000 
          25     1.25000      VENTOX              -5.231E-06      0.3101        25-3     0.25000 
          25     1.50000      VENTOX              -2.035E-06      0.4866        25-3     0.50000 
          25     1.50000      VENTOX              -2.035E-06      0.4866        25-4     0.00000 
          25     2.00000      VENTOX               4.358E-06      0.4881        25-4     0.50000 
          25     2.00000      VENTOX               4.358E-06      0.4881        25-5     0.00000 
          25     2.35000      VENTOX               8.833E-06      0.2431        25-5     0.35000 
          25     0.15000      VENTOY                 -0.0045      0.0316        25-1     0.15000 
          25     0.50000      VENTOY                 -0.0017      0.3078        25-1     0.50000 
          25     0.50000      VENTOY                 -0.0017      0.3078        25-2     0.00000 
          25     1.00000      VENTOY                  0.0023      0.3902        25-2     0.50000 
          25     1.00000      VENTOY                  0.0023      0.3902        25-3     0.00000 
          25     1.25000      VENTOY                  0.0043      0.2754        25-3     0.25000 
          25     1.50000      VENTOY                  0.0064      0.1605        25-3     0.50000 
          25     1.50000      VENTOY                  0.0064      0.1605        25-4     0.00000 
          25     2.00000      VENTOY                  0.0104     -0.3815        25-4     0.50000 
          25     2.00000      VENTOY                  0.0104     -0.3815        25-5     0.00000 
          25     2.35000      VENTOY                  0.0132     -0.9797        25-5     0.35000 
          25     0.15000      SISMAX         Max      0.0225      4.1617        25-1     0.15000 
          25     0.50000      SISMAX         Max      0.0181      2.8229        25-1     0.50000 
          25     0.50000      SISMAX         Max      0.0181      2.8229        25-2     0.00000 
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          25     1.00000      SISMAX         Max      0.0322      0.9270        25-2     0.50000 
          25     1.00000      SISMAX         Max      0.0322      0.9270        25-3     0.00000 
          25     1.25000      SISMAX         Max      0.0316      0.0132        25-3     0.25000 
          25     1.50000      SISMAX         Max      0.0321      0.9534        25-3     0.50000 
          25     1.50000      SISMAX         Max      0.0321      0.9534        25-4     0.00000 
          25     2.00000      SISMAX         Max      0.0228      2.8193        25-4     0.50000 
          25     2.00000      SISMAX         Max      0.0228      2.8193        25-5     0.00000 
          25     2.35000      SISMAX         Max      0.0322      4.1163        25-5     0.35000 
          25     0.15000      SISMAY         Max      0.4108      4.9808        25-1     0.15000 
          25     0.50000      SISMAY         Max      0.1051      3.2858        25-1     0.50000 
          25     0.50000      SISMAY         Max      0.1051      3.2858        25-2     0.00000 
          25     1.00000      SISMAY         Max      0.2869      0.9858        25-2     0.50000 
          25     1.00000      SISMAY         Max      0.2869      0.9858        25-3     0.00000 
          25     1.25000      SISMAY         Max      0.2847      0.1073        25-3     0.25000 
          25     1.50000      SISMAY         Max      0.2850      1.1953        25-3     0.50000 
          25     1.50000      SISMAY         Max      0.2850      1.1953        25-4     0.00000 
          25     2.00000      SISMAY         Max      0.1094      3.2577        25-4     0.50000 
          25     2.00000      SISMAY         Max      0.1094      3.2577        25-5     0.00000 
          25     2.35000      SISMAY         Max      0.4143      4.6200        25-5     0.35000 
          25     0.15000        TERM               6.939E-06      1.8799        25-1     0.15000 
          25     0.50000        TERM               5.518E-06      1.2861        25-1     0.50000 
          25     0.50000        TERM               5.518E-06      1.2861        25-2     0.00000 
          25     1.00000        TERM               3.488E-06      0.4334        25-2     0.50000 
          25     1.00000        TERM               3.488E-06      0.4334        25-3     0.00000 
          25     1.25000        TERM               2.473E-06      0.0046        25-3     0.25000 
          25     1.50000        TERM               1.458E-06     -0.4242        25-3     0.50000 
          25     1.50000        TERM               1.458E-06     -0.4242        25-4     0.00000 
          25     2.00000        TERM              -5.715E-07     -1.2873        25-4     0.50000 
          25     2.00000        TERM              -5.715E-07     -1.2873        25-5     0.00000 
          25     2.35000        TERM              -1.992E-06     -1.8957        25-5     0.35000 
          25     0.15000       COMB1         Max   1.126E-04     34.3355        25-1     0.15000 
          25     0.50000       COMB1         Max   9.477E-05     13.4329        25-1     0.50000 
          25     0.50000       COMB1         Max   9.477E-05     13.4329        25-2     0.00000 
          25     1.00000       COMB1         Max   6.932E-05     -5.3207        25-2     0.50000 
          25     1.00000       COMB1         Max   6.932E-05     -5.3207        25-3     0.00000 
          25     1.25000       COMB1         Max   5.659E-05     -8.8852        25-3     0.25000 
          25     1.50000       COMB1         Max   4.387E-05    -13.7670        25-3     0.50000 
          25     1.50000       COMB1         Max   4.387E-05    -13.7670        25-4     0.00000 
          25     2.00000       COMB1         Max   1.842E-05    -11.9121        25-4     0.50000 
          25     2.00000       COMB1         Max   1.842E-05    -11.9121        25-5     0.00000 
          25     2.35000       COMB1         Max   6.026E-07     -2.8506        25-5     0.35000 
          25     0.15000       COMB1         Min   1.126E-04     34.3355        25-1     0.15000 
          25     0.50000       COMB1         Min   9.477E-05     13.4329        25-1     0.50000 
          25     0.50000       COMB1         Min   9.477E-05     13.4329        25-2     0.00000 
          25     1.00000       COMB1         Min   6.932E-05     -5.3207        25-2     0.50000 
          25     1.00000       COMB1         Min   6.932E-05     -5.3207        25-3     0.00000 
          25     1.25000       COMB1         Min   5.659E-05     -8.8852        25-3     0.25000 
          25     1.50000       COMB1         Min   4.387E-05    -13.7670        25-3     0.50000 
          25     1.50000       COMB1         Min   4.387E-05    -13.7670        25-4     0.00000 
          25     2.00000       COMB1         Min   1.842E-05    -11.9121        25-4     0.50000 
          25     2.00000       COMB1         Min   1.842E-05    -11.9121        25-5     0.00000 
          25     2.35000       COMB1         Min   6.026E-07     -2.8506        25-5     0.35000 
          25     0.15000       COMB2         Max   1.781E-04     40.6484        25-1     0.15000 
          25     0.50000       COMB2         Max   1.510E-04     16.4236        25-1     0.50000 
          25     0.50000       COMB2         Max   1.510E-04     16.4236        25-2     0.00000 
          25     1.00000       COMB2         Max   1.123E-04     -5.6425        25-2     0.50000 
          25     1.00000       COMB2         Max   1.123E-04     -5.6425        25-3     0.00000 
          25     1.25000       COMB2         Max   9.290E-05    -10.1474        25-3     0.25000 
          25     1.50000       COMB2         Max   7.354E-05    -15.9695        25-3     0.50000 
          25     1.50000       COMB2         Max   7.354E-05    -15.9695        25-4     0.00000 
          25     2.00000       COMB2         Max   3.483E-05    -14.5650        25-4     0.50000 
          25     2.00000       COMB2         Max   3.483E-05    -14.5650        25-5     0.00000 
          25     2.35000       COMB2         Max   7.726E-06     -4.8179        25-5     0.35000 
          25     0.15000       COMB2         Min   1.781E-04     40.6484        25-1     0.15000 
          25     0.50000       COMB2         Min   1.510E-04     16.4236        25-1     0.50000 
          25     0.50000       COMB2         Min   1.510E-04     16.4236        25-2     0.00000 
          25     1.00000       COMB2         Min   1.123E-04     -5.6425        25-2     0.50000 
          25     1.00000       COMB2         Min   1.123E-04     -5.6425        25-3     0.00000 
          25     1.25000       COMB2         Min   9.290E-05    -10.1474        25-3     0.25000 
          25     1.50000       COMB2         Min   7.354E-05    -15.9695        25-3     0.50000 
          25     1.50000       COMB2         Min   7.354E-05    -15.9695        25-4     0.00000 
          25     2.00000       COMB2         Min   3.483E-05    -14.5650        25-4     0.50000 
          25     2.00000       COMB2         Min   3.483E-05    -14.5650        25-5     0.00000 
          25     2.35000       COMB2         Min   7.726E-06     -4.8179        25-5     0.35000 
          25     0.15000       COMB3         Max   9.329E-05     33.0247        25-1     0.15000 
          25     0.50000       COMB3         Max   7.995E-05     12.8619        25-1     0.50000 
          25     0.50000       COMB3         Max   7.995E-05     12.8619        25-2     0.00000 
          25     1.00000       COMB3         Max   6.089E-05     -5.1870        25-2     0.50000 
          25     1.00000       COMB3         Max   6.089E-05     -5.1870        25-3     0.00000 
          25     1.25000       COMB3         Max   5.136E-05     -8.5751        25-3     0.25000 
          25     1.50000       COMB3         Max   4.183E-05    -13.2804        25-3     0.50000 
          25     1.50000       COMB3         Max   4.183E-05    -13.2804        25-4     0.00000 
          25     2.00000       COMB3         Max   2.278E-05    -11.4241        25-4     0.50000 
          25     2.00000       COMB3         Max   2.278E-05    -11.4241        25-5     0.00000 
          25     2.35000       COMB3         Max   9.435E-06     -2.6075        25-5     0.35000 
          25     0.15000       COMB3         Min   9.329E-05     33.0247        25-1     0.15000 
          25     0.50000       COMB3         Min   7.995E-05     12.8619        25-1     0.50000 
          25     0.50000       COMB3         Min   7.995E-05     12.8619        25-2     0.00000 
          25     1.00000       COMB3         Min   6.089E-05     -5.1870        25-2     0.50000 
          25     1.00000       COMB3         Min   6.089E-05     -5.1870        25-3     0.00000 
          25     1.25000       COMB3         Min   5.136E-05     -8.5751        25-3     0.25000 
          25     1.50000       COMB3         Min   4.183E-05    -13.2804        25-3     0.50000 
          25     1.50000       COMB3         Min   4.183E-05    -13.2804        25-4     0.00000 
          25     2.00000       COMB3         Min   2.278E-05    -11.4241        25-4     0.50000 
          25     2.00000       COMB3         Min   2.278E-05    -11.4241        25-5     0.00000 
          25     2.35000       COMB3         Min   9.435E-06     -2.6075        25-5     0.35000 
          25     0.15000       COMB4         Max     -0.0044     34.3670        25-1     0.15000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

332/ 799 

 
          25     0.50000       COMB4         Max     -0.0016     13.7407        25-1     0.50000 
          25     0.50000       COMB4         Max     -0.0016     13.7407        25-2     0.00000 
          25     1.00000       COMB4         Max      0.0024     -4.9304        25-2     0.50000 
          25     1.00000       COMB4         Max      0.0024     -4.9304        25-3     0.00000 
          25     1.25000       COMB4         Max      0.0044     -8.6098        25-3     0.25000 
          25     1.50000       COMB4         Max      0.0064    -13.6064        25-3     0.50000 
          25     1.50000       COMB4         Max      0.0064    -13.6064        25-4     0.00000 
          25     2.00000       COMB4         Max      0.0104    -12.2936        25-4     0.50000 
          25     2.00000       COMB4         Max      0.0104    -12.2936        25-5     0.00000 
          25     2.35000       COMB4         Max      0.0132     -3.8303        25-5     0.35000 
          25     0.15000       COMB4         Min     -0.0044     34.3670        25-1     0.15000 
          25     0.50000       COMB4         Min     -0.0016     13.7407        25-1     0.50000 
          25     0.50000       COMB4         Min     -0.0016     13.7407        25-2     0.00000 
          25     1.00000       COMB4         Min      0.0024     -4.9304        25-2     0.50000 
          25     1.00000       COMB4         Min      0.0024     -4.9304        25-3     0.00000 
          25     1.25000       COMB4         Min      0.0044     -8.6098        25-3     0.25000 
          25     1.50000       COMB4         Min      0.0064    -13.6064        25-3     0.50000 
          25     1.50000       COMB4         Min      0.0064    -13.6064        25-4     0.00000 
          25     2.00000       COMB4         Min      0.0104    -12.2936        25-4     0.50000 
          25     2.00000       COMB4         Min      0.0104    -12.2936        25-5     0.00000 
          25     2.35000       COMB4         Min      0.0132     -3.8303        25-5     0.35000 
          25     0.15000       COMB5         Max   1.588E-04     39.3376        25-1     0.15000 
          25     0.50000       COMB5         Max   1.362E-04     15.8525        25-1     0.50000 
          25     0.50000       COMB5         Max   1.362E-04     15.8525        25-2     0.00000 
          25     1.00000       COMB5         Max   1.038E-04     -5.5088        25-2     0.50000 
          25     1.00000       COMB5         Max   1.038E-04     -5.5088        25-3     0.00000 
          25     1.25000       COMB5         Max   8.767E-05     -9.8373        25-3     0.25000 
          25     1.50000       COMB5         Max   7.151E-05    -15.4829        25-3     0.50000 
          25     1.50000       COMB5         Max   7.151E-05    -15.4829        25-4     0.00000 
          25     2.00000       COMB5         Max   3.919E-05    -14.0770        25-4     0.50000 
          25     2.00000       COMB5         Max   3.919E-05    -14.0770        25-5     0.00000 
          25     2.35000       COMB5         Max   1.656E-05     -4.5748        25-5     0.35000 
          25     0.15000       COMB5         Min   1.588E-04     39.3376        25-1     0.15000 
          25     0.50000       COMB5         Min   1.362E-04     15.8525        25-1     0.50000 
          25     0.50000       COMB5         Min   1.362E-04     15.8525        25-2     0.00000 
          25     1.00000       COMB5         Min   1.038E-04     -5.5088        25-2     0.50000 
          25     1.00000       COMB5         Min   1.038E-04     -5.5088        25-3     0.00000 
          25     1.25000       COMB5         Min   8.767E-05     -9.8373        25-3     0.25000 
          25     1.50000       COMB5         Min   7.151E-05    -15.4829        25-3     0.50000 
          25     1.50000       COMB5         Min   7.151E-05    -15.4829        25-4     0.00000 
          25     2.00000       COMB5         Min   3.919E-05    -14.0770        25-4     0.50000 
          25     2.00000       COMB5         Min   3.919E-05    -14.0770        25-5     0.00000 
          25     2.35000       COMB5         Min   1.656E-05     -4.5748        25-5     0.35000 
          25     0.15000       COMB6         Max     -0.0043     40.6799        25-1     0.15000 
          25     0.50000       COMB6         Max     -0.0015     16.7314        25-1     0.50000 
          25     0.50000       COMB6         Max     -0.0015     16.7314        25-2     0.00000 
          25     1.00000       COMB6         Max      0.0025     -5.2522        25-2     0.50000 
          25     1.00000       COMB6         Max      0.0025     -5.2522        25-3     0.00000 
          25     1.25000       COMB6         Max      0.0044     -9.8720        25-3     0.25000 
          25     1.50000       COMB6         Max      0.0064    -15.8090        25-3     0.50000 
          25     1.50000       COMB6         Max      0.0064    -15.8090        25-4     0.00000 
          25     2.00000       COMB6         Max      0.0104    -14.9465        25-4     0.50000 
          25     2.00000       COMB6         Max      0.0104    -14.9465        25-5     0.00000 
          25     2.35000       COMB6         Max      0.0132     -5.7976        25-5     0.35000 
          25     0.15000       COMB6         Min     -0.0043     40.6799        25-1     0.15000 
          25     0.50000       COMB6         Min     -0.0015     16.7314        25-1     0.50000 
          25     0.50000       COMB6         Min     -0.0015     16.7314        25-2     0.00000 
          25     1.00000       COMB6         Min      0.0025     -5.2522        25-2     0.50000 
          25     1.00000       COMB6         Min      0.0025     -5.2522        25-3     0.00000 
          25     1.25000       COMB6         Min      0.0044     -9.8720        25-3     0.25000 
          25     1.50000       COMB6         Min      0.0064    -15.8090        25-3     0.50000 
          25     1.50000       COMB6         Min      0.0064    -15.8090        25-4     0.00000 
          25     2.00000       COMB6         Min      0.0104    -14.9465        25-4     0.50000 
          25     2.00000       COMB6         Min      0.0104    -14.9465        25-5     0.00000 
          25     2.35000       COMB6         Min      0.0132     -5.7976        25-5     0.35000 
          25     0.15000       COMB7         Max   9.871E-05     30.5757        25-1     0.15000 
          25     0.50000       COMB7         Max   8.374E-05     10.8608        25-1     0.50000 
          25     0.50000       COMB7         Max   8.374E-05     10.8608        25-2     0.00000 
          25     1.00000       COMB7         Max   6.234E-05     -6.1874        25-2     0.50000 
          25     1.00000       COMB7         Max   6.234E-05     -6.1874        25-3     0.00000 
          25     1.25000       COMB7         Max   5.165E-05     -8.8944        25-3     0.25000 
          25     1.50000       COMB7         Max   4.095E-05    -12.9186        25-3     0.50000 
          25     1.50000       COMB7         Max   4.095E-05    -12.9186        25-4     0.00000 
          25     2.00000       COMB7         Max   1.956E-05     -9.3375        25-4     0.50000 
          25     2.00000       COMB7         Max   1.956E-05     -9.3375        25-5     0.00000 
          25     2.35000       COMB7         Max   4.587E-06      0.9408        25-5     0.35000 
          25     0.15000       COMB7         Min   9.871E-05     30.5757        25-1     0.15000 
          25     0.50000       COMB7         Min   8.374E-05     10.8608        25-1     0.50000 
          25     0.50000       COMB7         Min   8.374E-05     10.8608        25-2     0.00000 
          25     1.00000       COMB7         Min   6.234E-05     -6.1874        25-2     0.50000 
          25     1.00000       COMB7         Min   6.234E-05     -6.1874        25-3     0.00000 
          25     1.25000       COMB7         Min   5.165E-05     -8.8944        25-3     0.25000 
          25     1.50000       COMB7         Min   4.095E-05    -12.9186        25-3     0.50000 
          25     1.50000       COMB7         Min   4.095E-05    -12.9186        25-4     0.00000 
          25     2.00000       COMB7         Min   1.956E-05     -9.3375        25-4     0.50000 
          25     2.00000       COMB7         Min   1.956E-05     -9.3375        25-5     0.00000 
          25     2.35000       COMB7         Min   4.587E-06      0.9408        25-5     0.35000 
          25     0.15000       COMB8         Max   1.642E-04     36.8886        25-1     0.15000 
          25     0.50000       COMB8         Max   1.399E-04     13.8515        25-1     0.50000 
          25     0.50000       COMB8         Max   1.399E-04     13.8515        25-2     0.00000 
          25     1.00000       COMB8         Max   1.053E-04     -6.5092        25-2     0.50000 
          25     1.00000       COMB8         Max   1.053E-04     -6.5092        25-3     0.00000 
          25     1.25000       COMB8         Max   8.796E-05    -10.1566        25-3     0.25000 
          25     1.50000       COMB8         Max   7.063E-05    -15.1211        25-3     0.50000 
          25     1.50000       COMB8         Max   7.063E-05    -15.1211        25-4     0.00000 
          25     2.00000       COMB8         Max   3.597E-05    -11.9904        25-4     0.50000 
          25     2.00000       COMB8         Max   3.597E-05    -11.9904        25-5     0.00000 
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          25     2.35000       COMB8         Max   1.171E-05     -1.0265        25-5     0.35000 
          25     0.15000       COMB8         Min   1.642E-04     36.8886        25-1     0.15000 
          25     0.50000       COMB8         Min   1.399E-04     13.8515        25-1     0.50000 
          25     0.50000       COMB8         Min   1.399E-04     13.8515        25-2     0.00000 
          25     1.00000       COMB8         Min   1.053E-04     -6.5092        25-2     0.50000 
          25     1.00000       COMB8         Min   1.053E-04     -6.5092        25-3     0.00000 
          25     1.25000       COMB8         Min   8.796E-05    -10.1566        25-3     0.25000 
          25     1.50000       COMB8         Min   7.063E-05    -15.1211        25-3     0.50000 
          25     1.50000       COMB8         Min   7.063E-05    -15.1211        25-4     0.00000 
          25     2.00000       COMB8         Min   3.597E-05    -11.9904        25-4     0.50000 
          25     2.00000       COMB8         Min   3.597E-05    -11.9904        25-5     0.00000 
          25     2.35000       COMB8         Min   1.171E-05     -1.0265        25-5     0.35000 
          25     0.15000       COMB9         Max   7.941E-05     29.2649        25-1     0.15000 
          25     0.50000       COMB9         Max   6.892E-05     10.2897        25-1     0.50000 
          25     0.50000       COMB9         Max   6.892E-05     10.2897        25-2     0.00000 
          25     1.00000       COMB9         Max   5.392E-05     -6.0538        25-2     0.50000 
          25     1.00000       COMB9         Max   5.392E-05     -6.0538        25-3     0.00000 
          25     1.25000       COMB9         Max   4.642E-05     -8.5843        25-3     0.25000 
          25     1.50000       COMB9         Max   3.892E-05    -12.4320        25-3     0.50000 
          25     1.50000       COMB9         Max   3.892E-05    -12.4320        25-4     0.00000 
          25     2.00000       COMB9         Max   2.392E-05     -8.8495        25-4     0.50000 
          25     2.00000       COMB9         Max   2.392E-05     -8.8495        25-5     0.00000 
          25     2.35000       COMB9         Max   1.342E-05      1.1840        25-5     0.35000 
          25     0.15000       COMB9         Min   7.941E-05     29.2649        25-1     0.15000 
          25     0.50000       COMB9         Min   6.892E-05     10.2897        25-1     0.50000 
          25     0.50000       COMB9         Min   6.892E-05     10.2897        25-2     0.00000 
          25     1.00000       COMB9         Min   5.392E-05     -6.0538        25-2     0.50000 
          25     1.00000       COMB9         Min   5.392E-05     -6.0538        25-3     0.00000 
          25     1.25000       COMB9         Min   4.642E-05     -8.5843        25-3     0.25000 
          25     1.50000       COMB9         Min   3.892E-05    -12.4320        25-3     0.50000 
          25     1.50000       COMB9         Min   3.892E-05    -12.4320        25-4     0.00000 
          25     2.00000       COMB9         Min   2.392E-05     -8.8495        25-4     0.50000 
          25     2.00000       COMB9         Min   2.392E-05     -8.8495        25-5     0.00000 
          25     2.35000       COMB9         Min   1.342E-05      1.1840        25-5     0.35000 
          25     0.15000      COMB10         Max     -0.0044     30.6072        25-1     0.15000 
          25     0.50000      COMB10         Max     -0.0016     11.1685        25-1     0.50000 
          25     0.50000      COMB10         Max     -0.0016     11.1685        25-2     0.00000 
          25     1.00000      COMB10         Max      0.0024     -5.7972        25-2     0.50000 
          25     1.00000      COMB10         Max      0.0024     -5.7972        25-3     0.00000 
          25     1.25000      COMB10         Max      0.0044     -8.6190        25-3     0.25000 
          25     1.50000      COMB10         Max      0.0064    -12.7580        25-3     0.50000 
          25     1.50000      COMB10         Max      0.0064    -12.7580        25-4     0.00000 
          25     2.00000      COMB10         Max      0.0104     -9.7190        25-4     0.50000 
          25     2.00000      COMB10         Max      0.0104     -9.7190        25-5     0.00000 
          25     2.35000      COMB10         Max      0.0132     -0.0389        25-5     0.35000 
          25     0.15000      COMB10         Min     -0.0044     30.6072        25-1     0.15000 
          25     0.50000      COMB10         Min     -0.0016     11.1685        25-1     0.50000 
          25     0.50000      COMB10         Min     -0.0016     11.1685        25-2     0.00000 
          25     1.00000      COMB10         Min      0.0024     -5.7972        25-2     0.50000 
          25     1.00000      COMB10         Min      0.0024     -5.7972        25-3     0.00000 
          25     1.25000      COMB10         Min      0.0044     -8.6190        25-3     0.25000 
          25     1.50000      COMB10         Min      0.0064    -12.7580        25-3     0.50000 
          25     1.50000      COMB10         Min      0.0064    -12.7580        25-4     0.00000 
          25     2.00000      COMB10         Min      0.0104     -9.7190        25-4     0.50000 
          25     2.00000      COMB10         Min      0.0104     -9.7190        25-5     0.00000 
          25     2.35000      COMB10         Min      0.0132     -0.0389        25-5     0.35000 
          25     0.15000      COMB11         Max   1.449E-04     35.5778        25-1     0.15000 
          25     0.50000      COMB11         Max   1.251E-04     13.2804        25-1     0.50000 
          25     0.50000      COMB11         Max   1.251E-04     13.2804        25-2     0.00000 
          25     1.00000      COMB11         Max   9.686E-05     -6.3756        25-2     0.50000 
          25     1.00000      COMB11         Max   9.686E-05     -6.3756        25-3     0.00000 
          25     1.25000      COMB11         Max   8.272E-05     -9.8465        25-3     0.25000 
          25     1.50000      COMB11         Max   6.859E-05    -14.6345        25-3     0.50000 
          25     1.50000      COMB11         Max   6.859E-05    -14.6345        25-4     0.00000 
          25     2.00000      COMB11         Max   4.033E-05    -11.5024        25-4     0.50000 
          25     2.00000      COMB11         Max   4.033E-05    -11.5024        25-5     0.00000 
          25     2.35000      COMB11         Max   2.054E-05     -0.7834        25-5     0.35000 
          25     0.15000      COMB11         Min   1.449E-04     35.5778        25-1     0.15000 
          25     0.50000      COMB11         Min   1.251E-04     13.2804        25-1     0.50000 
          25     0.50000      COMB11         Min   1.251E-04     13.2804        25-2     0.00000 
          25     1.00000      COMB11         Min   9.686E-05     -6.3756        25-2     0.50000 
          25     1.00000      COMB11         Min   9.686E-05     -6.3756        25-3     0.00000 
          25     1.25000      COMB11         Min   8.272E-05     -9.8465        25-3     0.25000 
          25     1.50000      COMB11         Min   6.859E-05    -14.6345        25-3     0.50000 
          25     1.50000      COMB11         Min   6.859E-05    -14.6345        25-4     0.00000 
          25     2.00000      COMB11         Min   4.033E-05    -11.5024        25-4     0.50000 
          25     2.00000      COMB11         Min   4.033E-05    -11.5024        25-5     0.00000 
          25     2.35000      COMB11         Min   2.054E-05     -0.7834        25-5     0.35000 
          25     0.15000      COMB12         Max     -0.0043     36.9201        25-1     0.15000 
          25     0.50000      COMB12         Max     -0.0015     14.1592        25-1     0.50000 
          25     0.50000      COMB12         Max     -0.0015     14.1592        25-2     0.00000 
          25     1.00000      COMB12         Max      0.0024     -6.1190        25-2     0.50000 
          25     1.00000      COMB12         Max      0.0024     -6.1190        25-3     0.00000 
          25     1.25000      COMB12         Max      0.0044     -9.8812        25-3     0.25000 
          25     1.50000      COMB12         Max      0.0064    -14.9606        25-3     0.50000 
          25     1.50000      COMB12         Max      0.0064    -14.9606        25-4     0.00000 
          25     2.00000      COMB12         Max      0.0104    -12.3719        25-4     0.50000 
          25     2.00000      COMB12         Max      0.0104    -12.3719        25-5     0.00000 
          25     2.35000      COMB12         Max      0.0132     -2.0062        25-5     0.35000 
          25     0.15000      COMB12         Min     -0.0043     36.9201        25-1     0.15000 
          25     0.50000      COMB12         Min     -0.0015     14.1592        25-1     0.50000 
          25     0.50000      COMB12         Min     -0.0015     14.1592        25-2     0.00000 
          25     1.00000      COMB12         Min      0.0024     -6.1190        25-2     0.50000 
          25     1.00000      COMB12         Min      0.0024     -6.1190        25-3     0.00000 
          25     1.25000      COMB12         Min      0.0044     -9.8812        25-3     0.25000 
          25     1.50000      COMB12         Min      0.0064    -14.9606        25-3     0.50000 
          25     1.50000      COMB12         Min      0.0064    -14.9606        25-4     0.00000 
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          25     2.00000      COMB12         Min      0.0104    -12.3719        25-4     0.50000 
          25     2.00000      COMB12         Min      0.0104    -12.3719        25-5     0.00000 
          25     2.35000      COMB12         Min      0.0132     -2.0062        25-5     0.35000 
          25     0.15000      COMB13         Max      0.0227     42.9302        25-1     0.15000 
          25     0.50000      COMB13         Max      0.0182     17.9604        25-1     0.50000 
          25     0.50000      COMB13         Max      0.0182     17.9604        25-2     0.00000 
          25     1.00000      COMB13         Max      0.0323     -5.1489        25-2     0.50000 
          25     1.00000      COMB13         Max      0.0323     -5.1489        25-3     0.00000 
          25     1.25000      COMB13         Max      0.0317    -10.1388        25-3     0.25000 
          25     1.50000      COMB13         Max      0.0322    -14.5920        25-3     0.50000 
          25     1.50000      COMB13         Max      0.0322    -14.5920        25-4     0.00000 
          25     2.00000      COMB13         Max      0.0228    -10.4584        25-4     0.50000 
          25     2.00000      COMB13         Max      0.0228    -10.4584        25-5     0.00000 
          25     2.35000      COMB13         Max      0.0322      1.1941        25-5     0.35000 
          25     0.15000      COMB13         Min     -0.0224     34.6067        25-1     0.15000 
          25     0.50000      COMB13         Min     -0.0179     12.3147        25-1     0.50000 
          25     0.50000      COMB13         Min     -0.0179     12.3147        25-2     0.00000 
          25     1.00000      COMB13         Min     -0.0321     -7.0028        25-2     0.50000 
          25     1.00000      COMB13         Min     -0.0321     -7.0028        25-3     0.00000 
          25     1.25000      COMB13         Min     -0.0315    -10.1652        25-3     0.25000 
          25     1.50000      COMB13         Min     -0.0321    -16.4987        25-3     0.50000 
          25     1.50000      COMB13         Min     -0.0321    -16.4987        25-4     0.00000 
          25     2.00000      COMB13         Min     -0.0228    -16.0971        25-4     0.50000 
          25     2.00000      COMB13         Min     -0.0228    -16.0971        25-5     0.00000 
          25     2.35000      COMB13         Min     -0.0322     -7.0385        25-5     0.35000 
          25     0.15000      COMB14         Max      0.4110     43.7493        25-1     0.15000 
          25     0.50000      COMB14         Max      0.1053     18.4233        25-1     0.50000 
          25     0.50000      COMB14         Max      0.1053     18.4233        25-2     0.00000 
          25     1.00000      COMB14         Max      0.2870     -5.0900        25-2     0.50000 
          25     1.00000      COMB14         Max      0.2870     -5.0900        25-3     0.00000 
          25     1.25000      COMB14         Max      0.2848    -10.0447        25-3     0.25000 
          25     1.50000      COMB14         Max      0.2851    -14.3500        25-3     0.50000 
          25     1.50000      COMB14         Max      0.2851    -14.3500        25-4     0.00000 
          25     2.00000      COMB14         Max      0.1094    -10.0200        25-4     0.50000 
          25     2.00000      COMB14         Max      0.1094    -10.0200        25-5     0.00000 
          25     2.35000      COMB14         Max      0.4143      1.6978        25-5     0.35000 
          25     0.15000      COMB14         Min     -0.4107     33.7877        25-1     0.15000 
          25     0.50000      COMB14         Min     -0.1050     11.8518        25-1     0.50000 
          25     0.50000      COMB14         Min     -0.1050     11.8518        25-2     0.00000 
          25     1.00000      COMB14         Min     -0.2868     -7.0617        25-2     0.50000 
          25     1.00000      COMB14         Min     -0.2868     -7.0617        25-3     0.00000 
          25     1.25000      COMB14         Min     -0.2846    -10.2593        25-3     0.25000 
          25     1.50000      COMB14         Min     -0.2849    -16.7407        25-3     0.50000 
          25     1.50000      COMB14         Min     -0.2849    -16.7407        25-4     0.00000 
          25     2.00000      COMB14         Min     -0.1094    -16.5355        25-4     0.50000 
          25     2.00000      COMB14         Min     -0.1094    -16.5355        25-5     0.00000 
          25     2.35000      COMB14         Min     -0.4143     -7.5421        25-5     0.35000 
          25     0.15000         INV         Max      0.4110     43.7493        25-1     0.15000 
          25     0.50000         INV         Max      0.1053     18.4233        25-1     0.50000 
          25     0.50000         INV         Max      0.1053     18.4233        25-2     0.00000 
          25     1.00000         INV         Max      0.2870     -4.9304        25-2     0.50000 
          25     1.00000         INV         Max      0.2870     -4.9304        25-3     0.00000 
          25     1.25000         INV         Max      0.2848     -8.5751        25-3     0.25000 
          25     1.50000         INV         Max      0.2851    -12.4320        25-3     0.50000 
          25     1.50000         INV         Max      0.2851    -12.4320        25-4     0.00000 
          25     2.00000         INV         Max      0.1094     -8.8495        25-4     0.50000 
          25     2.00000         INV         Max      0.1094     -8.8495        25-5     0.00000 
          25     2.35000         INV         Max      0.4143      1.6978        25-5     0.35000 
          25     0.15000         INV         Min     -0.4107     29.2649        25-1     0.15000 
          25     0.50000         INV         Min     -0.1050     10.2897        25-1     0.50000 
          25     0.50000         INV         Min     -0.1050     10.2897        25-2     0.00000 
          25     1.00000         INV         Min     -0.2868     -7.0617        25-2     0.50000 
          25     1.00000         INV         Min     -0.2868     -7.0617        25-3     0.00000 
          25     1.25000         INV         Min     -0.2846    -10.2593        25-3     0.25000 
          25     1.50000         INV         Min     -0.2849    -16.7407        25-3     0.50000 
          25     1.50000         INV         Min     -0.2849    -16.7407        25-4     0.00000 
          25     2.00000         INV         Min     -0.1094    -16.5355        25-4     0.50000 
          25     2.00000         INV         Min     -0.1094    -16.5355        25-5     0.00000 
          25     2.35000         INV         Min     -0.4143     -7.5421        25-5     0.35000 
          26     0.15000          PP               4.845E-06     52.4905        26-1     0.15000 
          26     0.50000          PP               3.654E-06     27.8726        26-1     0.50000 
          26     0.50000          PP               3.654E-06     27.8726        26-2     0.00000 
          26     1.00000          PP               1.952E-06      1.5148        26-2     0.50000 
          26     1.00000          PP               1.952E-06      1.5148        26-3     0.00000 
          26     1.25000          PP               1.101E-06     -7.0653        26-3     0.25000 
          26     1.50000          PP               2.506E-07    -16.6502        26-3     0.50000 
          26     1.50000          PP               2.506E-07    -16.6502        26-4     0.00000 
          26     2.00000          PP              -1.451E-06    -26.6355        26-4     0.50000 
          26     2.00000          PP              -1.451E-06    -26.6355        26-5     0.00000 
          26     2.35000          PP              -2.642E-06    -27.4834        26-5     0.35000 
          26     0.15000        PERM              -5.602E-05     20.6855        26-1     0.15000 
          26     0.50000        PERM              -4.454E-05     12.0707        26-1     0.50000 
          26     0.50000        PERM              -4.454E-05     12.0707        26-2     0.00000 
          26     1.00000        PERM              -2.812E-05      2.0371        26-2     0.50000 
          26     1.00000        PERM              -2.812E-05      2.0371        26-3     0.00000 
          26     1.25000        PERM              -1.992E-05     -1.7836        26-3     0.25000 
          26     1.50000        PERM              -1.171E-05     -5.9168        26-3     0.50000 
          26     1.50000        PERM              -1.171E-05     -5.9168        26-4     0.00000 
          26     2.00000        PERM               4.698E-06    -11.7968        26-4     0.50000 
          26     2.00000        PERM               4.698E-06    -11.7968        26-5     0.00000 
          26     2.35000        PERM               1.619E-05    -14.3327        26-5     0.35000 
          26     0.15000        NEVE              -3.833E-05     14.1374        26-1     0.15000 
          26     0.50000        NEVE              -3.047E-05      8.3329        26-1     0.50000 
          26     0.50000        NEVE              -3.047E-05      8.3329        26-2     0.00000 
          26     1.00000        NEVE              -1.924E-05      1.4678        26-2     0.50000 
          26     1.00000        NEVE              -1.924E-05      1.4678        26-3     0.00000 
          26     1.25000        NEVE              -1.363E-05     -1.2533        26-3     0.25000 
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          26     1.50000        NEVE              -8.014E-06     -3.9744        26-3     0.50000 
          26     1.50000        NEVE              -8.014E-06     -3.9744        26-4     0.00000 
          26     2.00000        NEVE               3.215E-06     -7.9975        26-4     0.50000 
          26     2.00000        NEVE               3.215E-06     -7.9975        26-5     0.00000 
          26     2.35000        NEVE               1.107E-05     -9.8224        26-5     0.35000 
          26     0.15000      VENTOX              -4.093E-06     -3.2411        26-1     0.15000 
          26     0.50000      VENTOX              -2.222E-06     -1.8887        26-1     0.50000 
          26     0.50000      VENTOX              -2.222E-06     -1.8887        26-2     0.00000 
          26     1.00000      VENTOX               4.505E-07     -0.3075        26-2     0.50000 
          26     1.00000      VENTOX               4.505E-07     -0.3075        26-3     0.00000 
          26     1.25000      VENTOX               1.787E-06      0.3082        26-3     0.25000 
          26     1.50000      VENTOX               3.123E-06      0.9239        26-3     0.50000 
          26     1.50000      VENTOX               3.123E-06      0.9239        26-4     0.00000 
          26     2.00000      VENTOX               5.796E-06      1.8062        26-4     0.50000 
          26     2.00000      VENTOX               5.796E-06      1.8062        26-5     0.00000 
          26     2.35000      VENTOX               7.666E-06      2.1801        26-5     0.35000 
          26     0.15000      VENTOY                 -0.0123     -1.3927        26-1     0.15000 
          26     0.50000      VENTOY                 -0.0100     -0.6632        26-1     0.50000 
          26     0.50000      VENTOY                 -0.0100     -0.6632        26-2     0.00000 
          26     1.00000      VENTOY                 -0.0067      0.0664        26-2     0.50000 
          26     1.00000      VENTOY                 -0.0067      0.0664        26-3     0.00000 
          26     1.25000      VENTOY                 -0.0050      0.2752        26-3     0.25000 
          26     1.50000      VENTOY                 -0.0033      0.4839        26-3     0.50000 
          26     1.50000      VENTOY                 -0.0033      0.4839        26-4     0.00000 
          26     2.00000      VENTOY               6.969E-06      0.5895        26-4     0.50000 
          26     2.00000      VENTOY               6.969E-06      0.5895        26-5     0.00000 
          26     2.35000      VENTOY                  0.0023      0.4453        26-5     0.35000 
          26     0.15000      SISMAX         Max      0.0304      4.0847        26-1     0.15000 
          26     0.50000      SISMAX         Max      0.0211      2.7748        26-1     0.50000 
          26     0.50000      SISMAX         Max      0.0211      2.7748        26-2     0.00000 
          26     1.00000      SISMAX         Max      0.0377      0.9154        26-2     0.50000 
          26     1.00000      SISMAX         Max      0.0377      0.9154        26-3     0.00000 
          26     1.25000      SISMAX         Max      0.0373      0.0090        26-3     0.25000 
          26     1.50000      SISMAX         Max      0.0383      0.9333        26-3     0.50000 
          26     1.50000      SISMAX         Max      0.0383      0.9333        26-4     0.00000 
          26     2.00000      SISMAX         Max      0.0279      2.7724        26-4     0.50000 
          26     2.00000      SISMAX         Max      0.0279      2.7724        26-5     0.00000 
          26     2.35000      SISMAX         Max      0.0401      4.0538        26-5     0.35000 
          26     0.15000      SISMAY         Max      0.4156      6.7530        26-1     0.15000 
          26     0.50000      SISMAY         Max      0.1145      4.4991        26-1     0.50000 
          26     0.50000      SISMAY         Max      0.1145      4.4991        26-2     0.00000 
          26     1.00000      SISMAY         Max      0.2742      1.3954        26-2     0.50000 
          26     1.00000      SISMAY         Max      0.2742      1.3954        26-3     0.00000 
          26     1.25000      SISMAY         Max      0.2723      0.1015        26-3     0.25000 
          26     1.50000      SISMAY         Max      0.2727      1.5947        26-3     0.50000 
          26     1.50000      SISMAY         Max      0.2727      1.5947        26-4     0.00000 
          26     2.00000      SISMAY         Max      0.0937      4.4724        26-4     0.50000 
          26     2.00000      SISMAY         Max      0.0937      4.4724        26-5     0.00000 
          26     2.35000      SISMAY         Max      0.4032      6.4098        26-5     0.35000 
          26     0.15000        TERM              -1.046E-06      0.9678        26-1     0.15000 
          26     0.50000        TERM              -7.978E-07      0.6660        26-1     0.50000 
          26     0.50000        TERM              -7.978E-07      0.6660        26-2     0.00000 
          26     1.00000        TERM              -4.426E-07      0.2284        26-2     0.50000 
          26     1.00000        TERM              -4.426E-07      0.2284        26-3     0.00000 
          26     1.25000        TERM              -2.650E-07      0.0062        26-3     0.25000 
          26     1.50000        TERM              -8.745E-08     -0.2161        26-3     0.50000 
          26     1.50000        TERM              -8.745E-08     -0.2161        26-4     0.00000 
          26     2.00000        TERM               2.677E-07     -0.6677        26-4     0.50000 
          26     2.00000        TERM               2.677E-07     -0.6677        26-5     0.00000 
          26     2.35000        TERM               5.163E-07     -0.9890        26-5     0.35000 
          26     0.15000       COMB1         Max  -5.223E-05     74.1438        26-1     0.15000 
          26     0.50000       COMB1         Max  -4.168E-05     40.6093        26-1     0.50000 
          26     0.50000       COMB1         Max  -4.168E-05     40.6093        26-2     0.00000 
          26     1.00000       COMB1         Max  -2.662E-05      3.7803        26-2     0.50000 
          26     1.00000       COMB1         Max  -2.662E-05      3.7803        26-3     0.00000 
          26     1.25000       COMB1         Max  -1.908E-05     -8.8428        26-3     0.25000 
          26     1.50000       COMB1         Max  -1.155E-05    -22.7830        26-3     0.50000 
          26     1.50000       COMB1         Max  -1.155E-05    -22.7830        26-4     0.00000 
          26     2.00000       COMB1         Max   3.515E-06    -39.0999        26-4     0.50000 
          26     2.00000       COMB1         Max   3.515E-06    -39.0999        26-5     0.00000 
          26     2.35000       COMB1         Max   1.406E-05    -42.8051        26-5     0.35000 
          26     0.15000       COMB1         Min  -5.223E-05     74.1438        26-1     0.15000 
          26     0.50000       COMB1         Min  -4.168E-05     40.6093        26-1     0.50000 
          26     0.50000       COMB1         Min  -4.168E-05     40.6093        26-2     0.00000 
          26     1.00000       COMB1         Min  -2.662E-05      3.7803        26-2     0.50000 
          26     1.00000       COMB1         Min  -2.662E-05      3.7803        26-3     0.00000 
          26     1.25000       COMB1         Min  -1.908E-05     -8.8428        26-3     0.25000 
          26     1.50000       COMB1         Min  -1.155E-05    -22.7830        26-3     0.50000 
          26     1.50000       COMB1         Min  -1.155E-05    -22.7830        26-4     0.00000 
          26     2.00000       COMB1         Min   3.515E-06    -39.0999        26-4     0.50000 
          26     2.00000       COMB1         Min   3.515E-06    -39.0999        26-5     0.00000 
          26     2.35000       COMB1         Min   1.406E-05    -42.8051        26-5     0.35000 
          26     0.15000       COMB2         Max  -9.056E-05     88.2812        26-1     0.15000 
          26     0.50000       COMB2         Max  -7.215E-05     48.9422        26-1     0.50000 
          26     0.50000       COMB2         Max  -7.215E-05     48.9422        26-2     0.00000 
          26     1.00000       COMB2         Max  -4.586E-05      5.2481        26-2     0.50000 
          26     1.00000       COMB2         Max  -4.586E-05      5.2481        26-3     0.00000 
          26     1.25000       COMB2         Max  -3.271E-05    -10.0960        26-3     0.25000 
          26     1.50000       COMB2         Max  -1.956E-05    -26.7574        26-3     0.50000 
          26     1.50000       COMB2         Max  -1.956E-05    -26.7574        26-4     0.00000 
          26     2.00000       COMB2         Max   6.729E-06    -47.0974        26-4     0.50000 
          26     2.00000       COMB2         Max   6.729E-06    -47.0974        26-5     0.00000 
          26     2.35000       COMB2         Max   2.514E-05    -52.6276        26-5     0.35000 
          26     0.15000       COMB2         Min  -9.056E-05     88.2812        26-1     0.15000 
          26     0.50000       COMB2         Min  -7.215E-05     48.9422        26-1     0.50000 
          26     0.50000       COMB2         Min  -7.215E-05     48.9422        26-2     0.00000 
          26     1.00000       COMB2         Min  -4.586E-05      5.2481        26-2     0.50000 
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          26     1.00000       COMB2         Min  -4.586E-05      5.2481        26-3     0.00000 
          26     1.25000       COMB2         Min  -3.271E-05    -10.0960        26-3     0.25000 
          26     1.50000       COMB2         Min  -1.956E-05    -26.7574        26-3     0.50000 
          26     1.50000       COMB2         Min  -1.956E-05    -26.7574        26-4     0.00000 
          26     2.00000       COMB2         Min   6.729E-06    -47.0974        26-4     0.50000 
          26     2.00000       COMB2         Min   6.729E-06    -47.0974        26-5     0.00000 
          26     2.35000       COMB2         Min   2.514E-05    -52.6276        26-5     0.35000 
          26     0.15000       COMB3         Max  -5.632E-05     70.9027        26-1     0.15000 
          26     0.50000       COMB3         Max  -4.390E-05     38.7206        26-1     0.50000 
          26     0.50000       COMB3         Max  -4.390E-05     38.7206        26-2     0.00000 
          26     1.00000       COMB3         Max  -2.616E-05      3.4728        26-2     0.50000 
          26     1.00000       COMB3         Max  -2.616E-05      3.4728        26-3     0.00000 
          26     1.25000       COMB3         Max  -1.730E-05     -8.5346        26-3     0.25000 
          26     1.50000       COMB3         Max  -8.427E-06    -21.8592        26-3     0.50000 
          26     1.50000       COMB3         Max  -8.427E-06    -21.8592        26-4     0.00000 
          26     2.00000       COMB3         Max   9.310E-06    -37.2937        26-4     0.50000 
          26     2.00000       COMB3         Max   9.310E-06    -37.2937        26-5     0.00000 
          26     2.35000       COMB3         Max   2.173E-05    -40.6251        26-5     0.35000 
          26     0.15000       COMB3         Min  -5.632E-05     70.9027        26-1     0.15000 
          26     0.50000       COMB3         Min  -4.390E-05     38.7206        26-1     0.50000 
          26     0.50000       COMB3         Min  -4.390E-05     38.7206        26-2     0.00000 
          26     1.00000       COMB3         Min  -2.616E-05      3.4728        26-2     0.50000 
          26     1.00000       COMB3         Min  -2.616E-05      3.4728        26-3     0.00000 
          26     1.25000       COMB3         Min  -1.730E-05     -8.5346        26-3     0.25000 
          26     1.50000       COMB3         Min  -8.427E-06    -21.8592        26-3     0.50000 
          26     1.50000       COMB3         Min  -8.427E-06    -21.8592        26-4     0.00000 
          26     2.00000       COMB3         Min   9.310E-06    -37.2937        26-4     0.50000 
          26     2.00000       COMB3         Min   9.310E-06    -37.2937        26-5     0.00000 
          26     2.35000       COMB3         Min   2.173E-05    -40.6251        26-5     0.35000 
          26     0.15000       COMB4         Max     -0.0124     72.7511        26-1     0.15000 
          26     0.50000       COMB4         Max     -0.0100     39.9462        26-1     0.50000 
          26     0.50000       COMB4         Max     -0.0100     39.9462        26-2     0.00000 
          26     1.00000       COMB4         Max     -0.0067      3.8467        26-2     0.50000 
          26     1.00000       COMB4         Max     -0.0067      3.8467        26-3     0.00000 
          26     1.25000       COMB4         Max     -0.0050     -8.5676        26-3     0.25000 
          26     1.50000       COMB4         Max     -0.0033    -22.2991        26-3     0.50000 
          26     1.50000       COMB4         Max     -0.0033    -22.2991        26-4     0.00000 
          26     2.00000       COMB4         Max   1.048E-05    -38.5104        26-4     0.50000 
          26     2.00000       COMB4         Max   1.048E-05    -38.5104        26-5     0.00000 
          26     2.35000       COMB4         Max      0.0024    -42.3598        26-5     0.35000 
          26     0.15000       COMB4         Min     -0.0124     72.7511        26-1     0.15000 
          26     0.50000       COMB4         Min     -0.0100     39.9462        26-1     0.50000 
          26     0.50000       COMB4         Min     -0.0100     39.9462        26-2     0.00000 
          26     1.00000       COMB4         Min     -0.0067      3.8467        26-2     0.50000 
          26     1.00000       COMB4         Min     -0.0067      3.8467        26-3     0.00000 
          26     1.25000       COMB4         Min     -0.0050     -8.5676        26-3     0.25000 
          26     1.50000       COMB4         Min     -0.0033    -22.2991        26-3     0.50000 
          26     1.50000       COMB4         Min     -0.0033    -22.2991        26-4     0.00000 
          26     2.00000       COMB4         Min   1.048E-05    -38.5104        26-4     0.50000 
          26     2.00000       COMB4         Min   1.048E-05    -38.5104        26-5     0.00000 
          26     2.35000       COMB4         Min      0.0024    -42.3598        26-5     0.35000 
          26     0.15000       COMB5         Max  -9.465E-05     85.0401        26-1     0.15000 
          26     0.50000       COMB5         Max  -7.437E-05     47.0535        26-1     0.50000 
          26     0.50000       COMB5         Max  -7.437E-05     47.0535        26-2     0.00000 
          26     1.00000       COMB5         Max  -4.541E-05      4.9406        26-2     0.50000 
          26     1.00000       COMB5         Max  -4.541E-05      4.9406        26-3     0.00000 
          26     1.25000       COMB5         Max  -3.092E-05     -9.7878        26-3     0.25000 
          26     1.50000       COMB5         Max  -1.644E-05    -25.8335        26-3     0.50000 
          26     1.50000       COMB5         Max  -1.644E-05    -25.8335        26-4     0.00000 
          26     2.00000       COMB5         Max   1.252E-05    -45.2912        26-4     0.50000 
          26     2.00000       COMB5         Max   1.252E-05    -45.2912        26-5     0.00000 
          26     2.35000       COMB5         Max   3.280E-05    -50.4475        26-5     0.35000 
          26     0.15000       COMB5         Min  -9.465E-05     85.0401        26-1     0.15000 
          26     0.50000       COMB5         Min  -7.437E-05     47.0535        26-1     0.50000 
          26     0.50000       COMB5         Min  -7.437E-05     47.0535        26-2     0.00000 
          26     1.00000       COMB5         Min  -4.541E-05      4.9406        26-2     0.50000 
          26     1.00000       COMB5         Min  -4.541E-05      4.9406        26-3     0.00000 
          26     1.25000       COMB5         Min  -3.092E-05     -9.7878        26-3     0.25000 
          26     1.50000       COMB5         Min  -1.644E-05    -25.8335        26-3     0.50000 
          26     1.50000       COMB5         Min  -1.644E-05    -25.8335        26-4     0.00000 
          26     2.00000       COMB5         Min   1.252E-05    -45.2912        26-4     0.50000 
          26     2.00000       COMB5         Min   1.252E-05    -45.2912        26-5     0.00000 
          26     2.35000       COMB5         Min   3.280E-05    -50.4475        26-5     0.35000 
          26     0.15000       COMB6         Max     -0.0124     86.8886        26-1     0.15000 
          26     0.50000       COMB6         Max     -0.0101     48.2791        26-1     0.50000 
          26     0.50000       COMB6         Max     -0.0101     48.2791        26-2     0.00000 
          26     1.00000       COMB6         Max     -0.0067      5.3145        26-2     0.50000 
          26     1.00000       COMB6         Max     -0.0067      5.3145        26-3     0.00000 
          26     1.25000       COMB6         Max     -0.0050     -9.8209        26-3     0.25000 
          26     1.50000       COMB6         Max     -0.0033    -26.2735        26-3     0.50000 
          26     1.50000       COMB6         Max     -0.0033    -26.2735        26-4     0.00000 
          26     2.00000       COMB6         Max   1.370E-05    -46.5079        26-4     0.50000 
          26     2.00000       COMB6         Max   1.370E-05    -46.5079        26-5     0.00000 
          26     2.35000       COMB6         Max      0.0024    -52.1822        26-5     0.35000 
          26     0.15000       COMB6         Min     -0.0124     86.8886        26-1     0.15000 
          26     0.50000       COMB6         Min     -0.0101     48.2791        26-1     0.50000 
          26     0.50000       COMB6         Min     -0.0101     48.2791        26-2     0.00000 
          26     1.00000       COMB6         Min     -0.0067      5.3145        26-2     0.50000 
          26     1.00000       COMB6         Min     -0.0067      5.3145        26-3     0.00000 
          26     1.25000       COMB6         Min     -0.0050     -9.8209        26-3     0.25000 
          26     1.50000       COMB6         Min     -0.0033    -26.2735        26-3     0.50000 
          26     1.50000       COMB6         Min     -0.0033    -26.2735        26-4     0.00000 
          26     2.00000       COMB6         Min   1.370E-05    -46.5079        26-4     0.50000 
          26     2.00000       COMB6         Min   1.370E-05    -46.5079        26-5     0.00000 
          26     2.35000       COMB6         Min      0.0024    -52.1822        26-5     0.35000 
          26     0.15000       COMB7         Max  -5.013E-05     72.2082        26-1     0.15000 
          26     0.50000       COMB7         Max  -4.008E-05     39.2773        26-1     0.50000 
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          26     0.50000       COMB7         Max  -4.008E-05     39.2773        26-2     0.00000 
          26     1.00000       COMB7         Max  -2.573E-05      3.3235        26-2     0.50000 
          26     1.00000       COMB7         Max  -2.573E-05      3.3235        26-3     0.00000 
          26     1.25000       COMB7         Max  -1.855E-05     -8.8551        26-3     0.25000 
          26     1.50000       COMB7         Max  -1.138E-05    -22.3509        26-3     0.50000 
          26     1.50000       COMB7         Max  -1.138E-05    -22.3509        26-4     0.00000 
          26     2.00000       COMB7         Max   2.979E-06    -37.7646        26-4     0.50000 
          26     2.00000       COMB7         Max   2.979E-06    -37.7646        26-5     0.00000 
          26     2.35000       COMB7         Max   1.303E-05    -40.8271        26-5     0.35000 
          26     0.15000       COMB7         Min  -5.013E-05     72.2082        26-1     0.15000 
          26     0.50000       COMB7         Min  -4.008E-05     39.2773        26-1     0.50000 
          26     0.50000       COMB7         Min  -4.008E-05     39.2773        26-2     0.00000 
          26     1.00000       COMB7         Min  -2.573E-05      3.3235        26-2     0.50000 
          26     1.00000       COMB7         Min  -2.573E-05      3.3235        26-3     0.00000 
          26     1.25000       COMB7         Min  -1.855E-05     -8.8551        26-3     0.25000 
          26     1.50000       COMB7         Min  -1.138E-05    -22.3509        26-3     0.50000 
          26     1.50000       COMB7         Min  -1.138E-05    -22.3509        26-4     0.00000 
          26     2.00000       COMB7         Min   2.979E-06    -37.7646        26-4     0.50000 
          26     2.00000       COMB7         Min   2.979E-06    -37.7646        26-5     0.00000 
          26     2.35000       COMB7         Min   1.303E-05    -40.8271        26-5     0.35000 
          26     0.15000       COMB8         Max  -8.847E-05     86.3457        26-1     0.15000 
          26     0.50000       COMB8         Max  -7.056E-05     47.6102        26-1     0.50000 
          26     0.50000       COMB8         Max  -7.056E-05     47.6102        26-2     0.00000 
          26     1.00000       COMB8         Max  -4.497E-05      4.7913        26-2     0.50000 
          26     1.00000       COMB8         Max  -4.497E-05      4.7913        26-3     0.00000 
          26     1.25000       COMB8         Max  -3.218E-05    -10.1084        26-3     0.25000 
          26     1.50000       COMB8         Max  -1.939E-05    -26.3253        26-3     0.50000 
          26     1.50000       COMB8         Max  -1.939E-05    -26.3253        26-4     0.00000 
          26     2.00000       COMB8         Max   6.194E-06    -45.7621        26-4     0.50000 
          26     2.00000       COMB8         Max   6.194E-06    -45.7621        26-5     0.00000 
          26     2.35000       COMB8         Max   2.410E-05    -50.6495        26-5     0.35000 
          26     0.15000       COMB8         Min  -8.847E-05     86.3457        26-1     0.15000 
          26     0.50000       COMB8         Min  -7.056E-05     47.6102        26-1     0.50000 
          26     0.50000       COMB8         Min  -7.056E-05     47.6102        26-2     0.00000 
          26     1.00000       COMB8         Min  -4.497E-05      4.7913        26-2     0.50000 
          26     1.00000       COMB8         Min  -4.497E-05      4.7913        26-3     0.00000 
          26     1.25000       COMB8         Min  -3.218E-05    -10.1084        26-3     0.25000 
          26     1.50000       COMB8         Min  -1.939E-05    -26.3253        26-3     0.50000 
          26     1.50000       COMB8         Min  -1.939E-05    -26.3253        26-4     0.00000 
          26     2.00000       COMB8         Min   6.194E-06    -45.7621        26-4     0.50000 
          26     2.00000       COMB8         Min   6.194E-06    -45.7621        26-5     0.00000 
          26     2.35000       COMB8         Min   2.410E-05    -50.6495        26-5     0.35000 
          26     0.15000       COMB9         Max  -5.423E-05     68.9671        26-1     0.15000 
          26     0.50000       COMB9         Max  -4.231E-05     37.3886        26-1     0.50000 
          26     0.50000       COMB9         Max  -4.231E-05     37.3886        26-2     0.00000 
          26     1.00000       COMB9         Max  -2.528E-05      3.0160        26-2     0.50000 
          26     1.00000       COMB9         Max  -2.528E-05      3.0160        26-3     0.00000 
          26     1.25000       COMB9         Max  -1.677E-05     -8.5469        26-3     0.25000 
          26     1.50000       COMB9         Max  -8.252E-06    -21.4270        26-3     0.50000 
          26     1.50000       COMB9         Max  -8.252E-06    -21.4270        26-4     0.00000 
          26     2.00000       COMB9         Max   8.775E-06    -35.9583        26-4     0.50000 
          26     2.00000       COMB9         Max   8.775E-06    -35.9583        26-5     0.00000 
          26     2.35000       COMB9         Max   2.069E-05    -38.6470        26-5     0.35000 
          26     0.15000       COMB9         Min  -5.423E-05     68.9671        26-1     0.15000 
          26     0.50000       COMB9         Min  -4.231E-05     37.3886        26-1     0.50000 
          26     0.50000       COMB9         Min  -4.231E-05     37.3886        26-2     0.00000 
          26     1.00000       COMB9         Min  -2.528E-05      3.0160        26-2     0.50000 
          26     1.00000       COMB9         Min  -2.528E-05      3.0160        26-3     0.00000 
          26     1.25000       COMB9         Min  -1.677E-05     -8.5469        26-3     0.25000 
          26     1.50000       COMB9         Min  -8.252E-06    -21.4270        26-3     0.50000 
          26     1.50000       COMB9         Min  -8.252E-06    -21.4270        26-4     0.00000 
          26     2.00000       COMB9         Min   8.775E-06    -35.9583        26-4     0.50000 
          26     2.00000       COMB9         Min   8.775E-06    -35.9583        26-5     0.00000 
          26     2.35000       COMB9         Min   2.069E-05    -38.6470        26-5     0.35000 
          26     0.15000      COMB10         Max     -0.0124     70.8156        26-1     0.15000 
          26     0.50000      COMB10         Max     -0.0100     38.6141        26-1     0.50000 
          26     0.50000      COMB10         Max     -0.0100     38.6141        26-2     0.00000 
          26     1.00000      COMB10         Max     -0.0067      3.3899        26-2     0.50000 
          26     1.00000      COMB10         Max     -0.0067      3.3899        26-3     0.00000 
          26     1.25000      COMB10         Max     -0.0050     -8.5799        26-3     0.25000 
          26     1.50000      COMB10         Max     -0.0033    -21.8670        26-3     0.50000 
          26     1.50000      COMB10         Max     -0.0033    -21.8670        26-4     0.00000 
          26     2.00000      COMB10         Max   9.948E-06    -37.1750        26-4     0.50000 
          26     2.00000      COMB10         Max   9.948E-06    -37.1750        26-5     0.00000 
          26     2.35000      COMB10         Max      0.0024    -40.3818        26-5     0.35000 
          26     0.15000      COMB10         Min     -0.0124     70.8156        26-1     0.15000 
          26     0.50000      COMB10         Min     -0.0100     38.6141        26-1     0.50000 
          26     0.50000      COMB10         Min     -0.0100     38.6141        26-2     0.00000 
          26     1.00000      COMB10         Min     -0.0067      3.3899        26-2     0.50000 
          26     1.00000      COMB10         Min     -0.0067      3.3899        26-3     0.00000 
          26     1.25000      COMB10         Min     -0.0050     -8.5799        26-3     0.25000 
          26     1.50000      COMB10         Min     -0.0033    -21.8670        26-3     0.50000 
          26     1.50000      COMB10         Min     -0.0033    -21.8670        26-4     0.00000 
          26     2.00000      COMB10         Min   9.948E-06    -37.1750        26-4     0.50000 
          26     2.00000      COMB10         Min   9.948E-06    -37.1750        26-5     0.00000 
          26     2.35000      COMB10         Min      0.0024    -40.3818        26-5     0.35000 
          26     0.15000      COMB11         Max  -9.256E-05     83.1045        26-1     0.15000 
          26     0.50000      COMB11         Max  -7.278E-05     45.7215        26-1     0.50000 
          26     0.50000      COMB11         Max  -7.278E-05     45.7215        26-2     0.00000 
          26     1.00000      COMB11         Max  -4.452E-05      4.4838        26-2     0.50000 
          26     1.00000      COMB11         Max  -4.452E-05      4.4838        26-3     0.00000 
          26     1.25000      COMB11         Max  -3.039E-05     -9.8002        26-3     0.25000 
          26     1.50000      COMB11         Max  -1.627E-05    -25.4014        26-3     0.50000 
          26     1.50000      COMB11         Max  -1.627E-05    -25.4014        26-4     0.00000 
          26     2.00000      COMB11         Max   1.199E-05    -43.9558        26-4     0.50000 
          26     2.00000      COMB11         Max   1.199E-05    -43.9558        26-5     0.00000 
          26     2.35000      COMB11         Max   3.177E-05    -48.4694        26-5     0.35000 
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          26     0.15000      COMB11         Min  -9.256E-05     83.1045        26-1     0.15000 
          26     0.50000      COMB11         Min  -7.278E-05     45.7215        26-1     0.50000 
          26     0.50000      COMB11         Min  -7.278E-05     45.7215        26-2     0.00000 
          26     1.00000      COMB11         Min  -4.452E-05      4.4838        26-2     0.50000 
          26     1.00000      COMB11         Min  -4.452E-05      4.4838        26-3     0.00000 
          26     1.25000      COMB11         Min  -3.039E-05     -9.8002        26-3     0.25000 
          26     1.50000      COMB11         Min  -1.627E-05    -25.4014        26-3     0.50000 
          26     1.50000      COMB11         Min  -1.627E-05    -25.4014        26-4     0.00000 
          26     2.00000      COMB11         Min   1.199E-05    -43.9558        26-4     0.50000 
          26     2.00000      COMB11         Min   1.199E-05    -43.9558        26-5     0.00000 
          26     2.35000      COMB11         Min   3.177E-05    -48.4694        26-5     0.35000 
          26     0.15000      COMB12         Max     -0.0124     84.9530        26-1     0.15000 
          26     0.50000      COMB12         Max     -0.0101     46.9470        26-1     0.50000 
          26     0.50000      COMB12         Max     -0.0101     46.9470        26-2     0.00000 
          26     1.00000      COMB12         Max     -0.0067      4.8577        26-2     0.50000 
          26     1.00000      COMB12         Max     -0.0067      4.8577        26-3     0.00000 
          26     1.25000      COMB12         Max     -0.0050     -9.8332        26-3     0.25000 
          26     1.50000      COMB12         Max     -0.0033    -25.8414        26-3     0.50000 
          26     1.50000      COMB12         Max     -0.0033    -25.8414        26-4     0.00000 
          26     2.00000      COMB12         Max   1.316E-05    -45.1725        26-4     0.50000 
          26     2.00000      COMB12         Max   1.316E-05    -45.1725        26-5     0.00000 
          26     2.35000      COMB12         Max      0.0024    -50.2042        26-5     0.35000 
          26     0.15000      COMB12         Min     -0.0124     84.9530        26-1     0.15000 
          26     0.50000      COMB12         Min     -0.0101     46.9470        26-1     0.50000 
          26     0.50000      COMB12         Min     -0.0101     46.9470        26-2     0.00000 
          26     1.00000      COMB12         Min     -0.0067      4.8577        26-2     0.50000 
          26     1.00000      COMB12         Min     -0.0067      4.8577        26-3     0.00000 
          26     1.25000      COMB12         Min     -0.0050     -9.8332        26-3     0.25000 
          26     1.50000      COMB12         Min     -0.0033    -25.8414        26-3     0.50000 
          26     1.50000      COMB12         Min     -0.0033    -25.8414        26-4     0.00000 
          26     2.00000      COMB12         Min   1.316E-05    -45.1725        26-4     0.50000 
          26     2.00000      COMB12         Min   1.316E-05    -45.1725        26-5     0.00000 
          26     2.35000      COMB12         Min      0.0024    -50.2042        26-5     0.35000 
          26     0.15000      COMB13         Max      0.0303     91.3981        26-1     0.15000 
          26     0.50000      COMB13         Max      0.0210     51.0510        26-1     0.50000 
          26     0.50000      COMB13         Max      0.0210     51.0510        26-2     0.00000 
          26     1.00000      COMB13         Max      0.0376      5.9351        26-2     0.50000 
          26     1.00000      COMB13         Max      0.0376      5.9351        26-3     0.00000 
          26     1.25000      COMB13         Max      0.0373    -10.0932        26-3     0.25000 
          26     1.50000      COMB13         Max      0.0383    -25.6080        26-3     0.50000 
          26     1.50000      COMB13         Max      0.0383    -25.6080        26-4     0.00000 
          26     2.00000      COMB13         Max      0.0279    -43.6574        26-4     0.50000 
          26     2.00000      COMB13         Max      0.0279    -43.6574        26-5     0.00000 
          26     2.35000      COMB13         Max      0.0402    -47.5847        26-5     0.35000 
          26     0.15000      COMB13         Min     -0.0305     83.2288        26-1     0.15000 
          26     0.50000      COMB13         Min     -0.0212     45.5015        26-1     0.50000 
          26     0.50000      COMB13         Min     -0.0212     45.5015        26-2     0.00000 
          26     1.00000      COMB13         Min     -0.0377      4.1044        26-2     0.50000 
          26     1.00000      COMB13         Min     -0.0377      4.1044        26-3     0.00000 
          26     1.25000      COMB13         Min     -0.0374    -10.1112        26-3     0.25000 
          26     1.50000      COMB13         Min     -0.0384    -27.4746        26-3     0.50000 
          26     1.50000      COMB13         Min     -0.0384    -27.4746        26-4     0.00000 
          26     2.00000      COMB13         Min     -0.0279    -49.2021        26-4     0.50000 
          26     2.00000      COMB13         Min     -0.0279    -49.2021        26-5     0.00000 
          26     2.35000      COMB13         Min     -0.0401    -55.6924        26-5     0.35000 
          26     0.15000      COMB14         Max      0.4155     94.0665        26-1     0.15000 
          26     0.50000      COMB14         Max      0.1144     52.7753        26-1     0.50000 
          26     0.50000      COMB14         Max      0.1144     52.7753        26-2     0.00000 
          26     1.00000      COMB14         Max      0.2742      6.4151        26-2     0.50000 
          26     1.00000      COMB14         Max      0.2742      6.4151        26-3     0.00000 
          26     1.25000      COMB14         Max      0.2722    -10.0007        26-3     0.25000 
          26     1.50000      COMB14         Max      0.2727    -24.9466        26-3     0.50000 
          26     1.50000      COMB14         Max      0.2727    -24.9466        26-4     0.00000 
          26     2.00000      COMB14         Max      0.0937    -41.9573        26-4     0.50000 
          26     2.00000      COMB14         Max      0.0937    -41.9573        26-5     0.00000 
          26     2.35000      COMB14         Max      0.4032    -45.2287        26-5     0.35000 
          26     0.15000      COMB14         Min     -0.4157     80.5604        26-1     0.15000 
          26     0.50000      COMB14         Min     -0.1146     43.7772        26-1     0.50000 
          26     0.50000      COMB14         Min     -0.1146     43.7772        26-2     0.00000 
          26     1.00000      COMB14         Min     -0.2743      3.6243        26-2     0.50000 
          26     1.00000      COMB14         Min     -0.2743      3.6243        26-3     0.00000 
          26     1.25000      COMB14         Min     -0.2723    -10.2037        26-3     0.25000 
          26     1.50000      COMB14         Min     -0.2727    -28.1360        26-3     0.50000 
          26     1.50000      COMB14         Min     -0.2727    -28.1360        26-4     0.00000 
          26     2.00000      COMB14         Min     -0.0936    -50.9022        26-4     0.50000 
          26     2.00000      COMB14         Min     -0.0936    -50.9022        26-5     0.00000 
          26     2.35000      COMB14         Min     -0.4032    -58.0483        26-5     0.35000 
          26     0.15000         INV         Max      0.4155     94.0665        26-1     0.15000 
          26     0.50000         INV         Max      0.1144     52.7753        26-1     0.50000 
          26     0.50000         INV         Max      0.1144     52.7753        26-2     0.00000 
          26     1.00000         INV         Max      0.2742      6.4151        26-2     0.50000 
          26     1.00000         INV         Max      0.2742      6.4151        26-3     0.00000 
          26     1.25000         INV         Max      0.2722     -8.5346        26-3     0.25000 
          26     1.50000         INV         Max      0.2727    -21.4270        26-3     0.50000 
          26     1.50000         INV         Max      0.2727    -21.4270        26-4     0.00000 
          26     2.00000         INV         Max      0.0937    -35.9583        26-4     0.50000 
          26     2.00000         INV         Max      0.0937    -35.9583        26-5     0.00000 
          26     2.35000         INV         Max      0.4032    -38.6470        26-5     0.35000 
          26     0.15000         INV         Min     -0.4157     68.9671        26-1     0.15000 
          26     0.50000         INV         Min     -0.1146     37.3886        26-1     0.50000 
          26     0.50000         INV         Min     -0.1146     37.3886        26-2     0.00000 
          26     1.00000         INV         Min     -0.2743      3.0160        26-2     0.50000 
          26     1.00000         INV         Min     -0.2743      3.0160        26-3     0.00000 
          26     1.25000         INV         Min     -0.2723    -10.2037        26-3     0.25000 
          26     1.50000         INV         Min     -0.2727    -28.1360        26-3     0.50000 
          26     1.50000         INV         Min     -0.2727    -28.1360        26-4     0.00000 
          26     2.00000         INV         Min     -0.0936    -50.9022        26-4     0.50000 
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          26     2.00000         INV         Min     -0.0936    -50.9022        26-5     0.00000 
          26     2.35000         INV         Min     -0.4032    -58.0483        26-5     0.35000 
          27     0.15000          PP              -8.037E-06     23.7775        27-1     0.15000 
          27     0.50000          PP              -3.361E-06      8.3320        27-1     0.50000 
          27     0.50000          PP              -3.361E-06      8.3320        27-2     0.00000 
          27     1.00000          PP               3.319E-06     -4.9676        27-2     0.50000 
          27     1.00000          PP               3.319E-06     -4.9676        27-3     0.00000 
          27     1.25000          PP               6.659E-06     -7.0371        27-3     0.25000 
          27     1.50000          PP               9.999E-06    -10.1112        27-3     0.50000 
          27     1.50000          PP               9.999E-06    -10.1112        27-4     0.00000 
          27     2.00000          PP               1.668E-05     -7.1025        27-4     0.50000 
          27     2.00000          PP               1.668E-05     -7.1025        27-5     0.00000 
          27     2.35000          PP               2.135E-05      1.1322        27-5     0.35000 
          27     0.15000        PERM               1.010E-05     15.9972        27-1     0.15000 
          27     0.50000        PERM               7.146E-06      8.8927        27-1     0.50000 
          27     0.50000        PERM               7.146E-06      8.8927        27-2     0.00000 
          27     1.00000        PERM               2.929E-06      0.9955        27-2     0.50000 
          27     1.00000        PERM               2.929E-06      0.9955        27-3     0.00000 
          27     1.25000        PERM               8.201E-07     -1.7669        27-3     0.25000 
          27     1.50000        PERM              -1.288E-06     -4.8417        27-3     0.50000 
          27     1.50000        PERM              -1.288E-06     -4.8417        27-4     0.00000 
          27     2.00000        PERM              -5.505E-06     -8.6232        27-4     0.50000 
          27     2.00000        PERM              -5.505E-06     -8.6232        27-5     0.00000 
          27     2.35000        PERM              -8.457E-06     -9.7020        27-5     0.35000 
          27     0.15000        NEVE               6.909E-06     10.9296        27-1     0.15000 
          27     0.50000        NEVE               4.889E-06      6.1585        27-1     0.50000 
          27     0.50000        NEVE               4.889E-06      6.1585        27-2     0.00000 
          27     1.00000        NEVE               2.004E-06      0.7551        27-2     0.50000 
          27     1.00000        NEVE               2.004E-06      0.7551        27-3     0.00000 
          27     1.25000        NEVE               5.611E-07     -1.2418        27-3     0.25000 
          27     1.50000        NEVE              -8.816E-07     -3.2388        27-3     0.50000 
          27     1.50000        NEVE              -8.816E-07     -3.2388        27-4     0.00000 
          27     2.00000        NEVE              -3.767E-06     -5.8261        27-4     0.50000 
          27     2.00000        NEVE              -3.767E-06     -5.8261        27-5     0.00000 
          27     2.35000        NEVE              -5.787E-06     -6.6540        27-5     0.35000 
          27     0.15000      VENTOX               5.499E-07     -2.4525        27-1     0.15000 
          27     0.50000      VENTOX              -2.093E-06     -1.3539        27-1     0.50000 
          27     0.50000      VENTOX              -2.093E-06     -1.3539        27-2     0.00000 
          27     1.00000      VENTOX              -5.869E-06     -0.1319        27-2     0.50000 
          27     1.00000      VENTOX              -5.869E-06     -0.1319        27-3     0.00000 
          27     1.25000      VENTOX              -7.757E-06      0.3056        27-3     0.25000 
          27     1.50000      VENTOX              -9.645E-06      0.7432        27-3     0.50000 
          27     1.50000      VENTOX              -9.645E-06      0.7432        27-4     0.00000 
          27     2.00000      VENTOX              -1.342E-05      1.2721        27-4     0.50000 
          27     2.00000      VENTOX              -1.342E-05      1.2721        27-5     0.00000 
          27     2.35000      VENTOX              -1.606E-05      1.4003        27-5     0.35000 
          27     0.15000      VENTOY                 -0.0097     -0.5220        27-1     0.15000 
          27     0.50000      VENTOY                 -0.0033     -0.0703        27-1     0.50000 
          27     0.50000      VENTOY                 -0.0033     -0.0703        27-2     0.00000 
          27     1.00000      VENTOY                  0.0058      0.2634        27-2     0.50000 
          27     1.00000      VENTOY                  0.0058      0.2634        27-3     0.00000 
          27     1.25000      VENTOY                  0.0103      0.2746        27-3     0.25000 
          27     1.50000      VENTOY                  0.0149      0.2858        27-3     0.50000 
          27     1.50000      VENTOY                  0.0149      0.2858        27-4     0.00000 
          27     2.00000      VENTOY                  0.0240     -0.0032        27-4     0.50000 
          27     2.00000      VENTOY                  0.0240     -0.0032        27-5     0.00000 
          27     2.35000      VENTOY                  0.0303     -0.4235        27-5     0.35000 
          27     0.15000      SISMAX         Max      0.0375      4.0184        27-1     0.15000 
          27     0.50000      SISMAX         Max      0.0254      2.7339        27-1     0.50000 
          27     0.50000      SISMAX         Max      0.0254      2.7339        27-2     0.00000 
          27     1.00000      SISMAX         Max      0.0458      0.9061        27-2     0.50000 
          27     1.00000      SISMAX         Max      0.0458      0.9061        27-3     0.00000 
          27     1.25000      SISMAX         Max      0.0452      0.0048        27-3     0.25000 
          27     1.50000      SISMAX         Max      0.0463      0.9157        27-3     0.50000 
          27     1.50000      SISMAX         Max      0.0463      0.9157        27-4     0.00000 
          27     2.00000      SISMAX         Max      0.0338      2.7326        27-4     0.50000 
          27     2.00000      SISMAX         Max      0.0338      2.7326        27-5     0.00000 
          27     2.35000      SISMAX         Max      0.0504      4.0019        27-5     0.35000 
          27     0.15000      SISMAY         Max      0.4022      7.1253        27-1     0.15000 
          27     0.50000      SISMAY         Max      0.0844      4.7600        27-1     0.50000 
          27     0.50000      SISMAY         Max      0.0844      4.7600        27-2     0.00000 
          27     1.00000      SISMAY         Max      0.2758      1.4895        27-2     0.50000 
          27     1.00000      SISMAY         Max      0.2758      1.4895        27-3     0.00000 
          27     1.25000      SISMAY         Max      0.2776      0.0945        27-3     0.25000 
          27     1.50000      SISMAY         Max      0.2803      1.6750        27-3     0.50000 
          27     1.50000      SISMAY         Max      0.2803      1.6750        27-4     0.00000 
          27     2.00000      SISMAY         Max      0.1038      4.7352        27-4     0.50000 
          27     2.00000      SISMAY         Max      0.1038      4.7352        27-5     0.00000 
          27     2.35000      SISMAY         Max      0.4039      6.8059        27-5     0.35000 
          27     0.15000        TERM              -7.530E-06      0.3068        27-1     0.15000 
          27     0.50000        TERM              -3.428E-06      0.2163        27-1     0.50000 
          27     0.50000        TERM              -3.428E-06      0.2163        27-2     0.00000 
          27     1.00000        TERM               2.432E-06      0.0793        27-2     0.50000 
          27     1.00000        TERM               2.432E-06      0.0793        27-3     0.00000 
          27     1.25000        TERM               5.362E-06      0.0069        27-3     0.25000 
          27     1.50000        TERM               8.291E-06     -0.0655        27-3     0.50000 
          27     1.50000        TERM               8.291E-06     -0.0655        27-4     0.00000 
          27     2.00000        TERM               1.415E-05     -0.2181        27-4     0.50000 
          27     2.00000        TERM               1.415E-05     -0.2181        27-5     0.00000 
          27     2.35000        TERM               1.825E-05     -0.3305        27-5     0.35000 
          27     0.15000       COMB1         Max  -5.470E-06     40.0815        27-1     0.15000 
          27     0.50000       COMB1         Max   3.562E-07     17.4409        27-1     0.50000 
          27     0.50000       COMB1         Max   3.562E-07     17.4409        27-2     0.00000 
          27     1.00000       COMB1         Max   8.679E-06     -3.8928        27-2     0.50000 
          27     1.00000       COMB1         Max   8.679E-06     -3.8928        27-3     0.00000 
          27     1.25000       COMB1         Max   1.284E-05     -8.7970        27-3     0.25000 
          27     1.50000       COMB1         Max   1.700E-05    -15.0184        27-3     0.50000 
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          27     1.50000       COMB1         Max   1.700E-05    -15.0184        27-4     0.00000 
          27     2.00000       COMB1         Max   2.532E-05    -15.9438        27-4     0.50000 
          27     2.00000       COMB1         Max   2.532E-05    -15.9438        27-5     0.00000 
          27     2.35000       COMB1         Max   3.115E-05     -8.9003        27-5     0.35000 
          27     0.15000       COMB1         Min  -5.470E-06     40.0815        27-1     0.15000 
          27     0.50000       COMB1         Min   3.562E-07     17.4409        27-1     0.50000 
          27     0.50000       COMB1         Min   3.562E-07     17.4409        27-2     0.00000 
          27     1.00000       COMB1         Min   8.679E-06     -3.8928        27-2     0.50000 
          27     1.00000       COMB1         Min   8.679E-06     -3.8928        27-3     0.00000 
          27     1.25000       COMB1         Min   1.284E-05     -8.7970        27-3     0.25000 
          27     1.50000       COMB1         Min   1.700E-05    -15.0184        27-3     0.50000 
          27     1.50000       COMB1         Min   1.700E-05    -15.0184        27-4     0.00000 
          27     2.00000       COMB1         Min   2.532E-05    -15.9438        27-4     0.50000 
          27     2.00000       COMB1         Min   2.532E-05    -15.9438        27-5     0.00000 
          27     2.35000       COMB1         Min   3.115E-05     -8.9003        27-5     0.35000 
          27     0.15000       COMB2         Max   1.439E-06     51.0112        27-1     0.15000 
          27     0.50000       COMB2         Max   5.245E-06     23.5994        27-1     0.50000 
          27     0.50000       COMB2         Max   5.245E-06     23.5994        27-2     0.00000 
          27     1.00000       COMB2         Max   1.068E-05     -3.1377        27-2     0.50000 
          27     1.00000       COMB2         Max   1.068E-05     -3.1377        27-3     0.00000 
          27     1.25000       COMB2         Max   1.340E-05    -10.0389        27-3     0.25000 
          27     1.50000       COMB2         Max   1.612E-05    -18.2572        27-3     0.50000 
          27     1.50000       COMB2         Max   1.612E-05    -18.2572        27-4     0.00000 
          27     2.00000       COMB2         Max   2.156E-05    -21.7699        27-4     0.50000 
          27     2.00000       COMB2         Max   2.156E-05    -21.7699        27-5     0.00000 
          27     2.35000       COMB2         Max   2.536E-05    -15.5543        27-5     0.35000 
          27     0.15000       COMB2         Min   1.439E-06     51.0112        27-1     0.15000 
          27     0.50000       COMB2         Min   5.245E-06     23.5994        27-1     0.50000 
          27     0.50000       COMB2         Min   5.245E-06     23.5994        27-2     0.00000 
          27     1.00000       COMB2         Min   1.068E-05     -3.1377        27-2     0.50000 
          27     1.00000       COMB2         Min   1.068E-05     -3.1377        27-3     0.00000 
          27     1.25000       COMB2         Min   1.340E-05    -10.0389        27-3     0.25000 
          27     1.50000       COMB2         Min   1.612E-05    -18.2572        27-3     0.50000 
          27     1.50000       COMB2         Min   1.612E-05    -18.2572        27-4     0.00000 
          27     2.00000       COMB2         Min   2.156E-05    -21.7699        27-4     0.50000 
          27     2.00000       COMB2         Min   2.156E-05    -21.7699        27-5     0.00000 
          27     2.35000       COMB2         Min   2.536E-05    -15.5543        27-5     0.35000 
          27     0.15000       COMB3         Max  -4.920E-06     37.6290        27-1     0.15000 
          27     0.50000       COMB3         Max  -1.737E-06     16.0871        27-1     0.50000 
          27     0.50000       COMB3         Max  -1.737E-06     16.0871        27-2     0.00000 
          27     1.00000       COMB3         Max   2.810E-06     -4.0248        27-2     0.50000 
          27     1.00000       COMB3         Max   2.810E-06     -4.0248        27-3     0.00000 
          27     1.25000       COMB3         Max   5.083E-06     -8.4914        27-3     0.25000 
          27     1.50000       COMB3         Max   7.357E-06    -14.2752        27-3     0.50000 
          27     1.50000       COMB3         Max   7.357E-06    -14.2752        27-4     0.00000 
          27     2.00000       COMB3         Max   1.190E-05    -14.6717        27-4     0.50000 
          27     2.00000       COMB3         Max   1.190E-05    -14.6717        27-5     0.00000 
          27     2.35000       COMB3         Max   1.509E-05     -7.5000        27-5     0.35000 
          27     0.15000       COMB3         Min  -4.920E-06     37.6290        27-1     0.15000 
          27     0.50000       COMB3         Min  -1.737E-06     16.0871        27-1     0.50000 
          27     0.50000       COMB3         Min  -1.737E-06     16.0871        27-2     0.00000 
          27     1.00000       COMB3         Min   2.810E-06     -4.0248        27-2     0.50000 
          27     1.00000       COMB3         Min   2.810E-06     -4.0248        27-3     0.00000 
          27     1.25000       COMB3         Min   5.083E-06     -8.4914        27-3     0.25000 
          27     1.50000       COMB3         Min   7.357E-06    -14.2752        27-3     0.50000 
          27     1.50000       COMB3         Min   7.357E-06    -14.2752        27-4     0.00000 
          27     2.00000       COMB3         Min   1.190E-05    -14.6717        27-4     0.50000 
          27     2.00000       COMB3         Min   1.190E-05    -14.6717        27-5     0.00000 
          27     2.35000       COMB3         Min   1.509E-05     -7.5000        27-5     0.35000 
          27     0.15000       COMB4         Max     -0.0097     39.5595        27-1     0.15000 
          27     0.50000       COMB4         Max     -0.0033     17.3706        27-1     0.50000 
          27     0.50000       COMB4         Max     -0.0033     17.3706        27-2     0.00000 
          27     1.00000       COMB4         Max      0.0058     -3.6294        27-2     0.50000 
          27     1.00000       COMB4         Max      0.0058     -3.6294        27-3     0.00000 
          27     1.25000       COMB4         Max      0.0103     -8.5224        27-3     0.25000 
          27     1.50000       COMB4         Max      0.0149    -14.7326        27-3     0.50000 
          27     1.50000       COMB4         Max      0.0149    -14.7326        27-4     0.00000 
          27     2.00000       COMB4         Max      0.0240    -15.9469        27-4     0.50000 
          27     2.00000       COMB4         Max      0.0240    -15.9469        27-5     0.00000 
          27     2.35000       COMB4         Max      0.0304     -9.3238        27-5     0.35000 
          27     0.15000       COMB4         Min     -0.0097     39.5595        27-1     0.15000 
          27     0.50000       COMB4         Min     -0.0033     17.3706        27-1     0.50000 
          27     0.50000       COMB4         Min     -0.0033     17.3706        27-2     0.00000 
          27     1.00000       COMB4         Min      0.0058     -3.6294        27-2     0.50000 
          27     1.00000       COMB4         Min      0.0058     -3.6294        27-3     0.00000 
          27     1.25000       COMB4         Min      0.0103     -8.5224        27-3     0.25000 
          27     1.50000       COMB4         Min      0.0149    -14.7326        27-3     0.50000 
          27     1.50000       COMB4         Min      0.0149    -14.7326        27-4     0.00000 
          27     2.00000       COMB4         Min      0.0240    -15.9469        27-4     0.50000 
          27     2.00000       COMB4         Min      0.0240    -15.9469        27-5     0.00000 
          27     2.35000       COMB4         Min      0.0304     -9.3238        27-5     0.35000 
          27     0.15000       COMB5         Max   1.989E-06     48.5586        27-1     0.15000 
          27     0.50000       COMB5         Max   3.152E-06     22.2455        27-1     0.50000 
          27     0.50000       COMB5         Max   3.152E-06     22.2455        27-2     0.00000 
          27     1.00000       COMB5         Max   4.814E-06     -3.2697        27-2     0.50000 
          27     1.00000       COMB5         Max   4.814E-06     -3.2697        27-3     0.00000 
          27     1.25000       COMB5         Max   5.644E-06     -9.7332        27-3     0.25000 
          27     1.50000       COMB5         Max   6.475E-06    -17.5140        27-3     0.50000 
          27     1.50000       COMB5         Max   6.475E-06    -17.5140        27-4     0.00000 
          27     2.00000       COMB5         Max   8.137E-06    -20.4978        27-4     0.50000 
          27     2.00000       COMB5         Max   8.137E-06    -20.4978        27-5     0.00000 
          27     2.35000       COMB5         Max   9.300E-06    -14.1541        27-5     0.35000 
          27     0.15000       COMB5         Min   1.989E-06     48.5586        27-1     0.15000 
          27     0.50000       COMB5         Min   3.152E-06     22.2455        27-1     0.50000 
          27     0.50000       COMB5         Min   3.152E-06     22.2455        27-2     0.00000 
          27     1.00000       COMB5         Min   4.814E-06     -3.2697        27-2     0.50000 
          27     1.00000       COMB5         Min   4.814E-06     -3.2697        27-3     0.00000 
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          27     1.25000       COMB5         Min   5.644E-06     -9.7332        27-3     0.25000 
          27     1.50000       COMB5         Min   6.475E-06    -17.5140        27-3     0.50000 
          27     1.50000       COMB5         Min   6.475E-06    -17.5140        27-4     0.00000 
          27     2.00000       COMB5         Min   8.137E-06    -20.4978        27-4     0.50000 
          27     2.00000       COMB5         Min   8.137E-06    -20.4978        27-5     0.00000 
          27     2.35000       COMB5         Min   9.300E-06    -14.1541        27-5     0.35000 
          27     0.15000       COMB6         Max     -0.0097     50.4891        27-1     0.15000 
          27     0.50000       COMB6         Max     -0.0033     23.5291        27-1     0.50000 
          27     0.50000       COMB6         Max     -0.0033     23.5291        27-2     0.00000 
          27     1.00000       COMB6         Max      0.0058     -2.8743        27-2     0.50000 
          27     1.00000       COMB6         Max      0.0058     -2.8743        27-3     0.00000 
          27     1.25000       COMB6         Max      0.0103     -9.7642        27-3     0.25000 
          27     1.50000       COMB6         Max      0.0149    -17.9714        27-3     0.50000 
          27     1.50000       COMB6         Max      0.0149    -17.9714        27-4     0.00000 
          27     2.00000       COMB6         Max      0.0240    -21.7730        27-4     0.50000 
          27     2.00000       COMB6         Max      0.0240    -21.7730        27-5     0.00000 
          27     2.35000       COMB6         Max      0.0304    -15.9778        27-5     0.35000 
          27     0.15000       COMB6         Min     -0.0097     50.4891        27-1     0.15000 
          27     0.50000       COMB6         Min     -0.0033     23.5291        27-1     0.50000 
          27     0.50000       COMB6         Min     -0.0033     23.5291        27-2     0.00000 
          27     1.00000       COMB6         Min      0.0058     -2.8743        27-2     0.50000 
          27     1.00000       COMB6         Min      0.0058     -2.8743        27-3     0.00000 
          27     1.25000       COMB6         Min      0.0103     -9.7642        27-3     0.25000 
          27     1.50000       COMB6         Min      0.0149    -17.9714        27-3     0.50000 
          27     1.50000       COMB6         Min      0.0149    -17.9714        27-4     0.00000 
          27     2.00000       COMB6         Min      0.0240    -21.7730        27-4     0.50000 
          27     2.00000       COMB6         Min      0.0240    -21.7730        27-5     0.00000 
          27     2.35000       COMB6         Min      0.0304    -15.9778        27-5     0.35000 
          27     0.15000       COMB7         Max   9.590E-06     39.4680        27-1     0.15000 
          27     0.50000       COMB7         Max   7.212E-06     17.0084        27-1     0.50000 
          27     0.50000       COMB7         Max   7.212E-06     17.0084        27-2     0.00000 
          27     1.00000       COMB7         Max   3.816E-06     -4.0514        27-2     0.50000 
          27     1.00000       COMB7         Max   3.816E-06     -4.0514        27-3     0.00000 
          27     1.25000       COMB7         Max   2.117E-06     -8.8108        27-3     0.25000 
          27     1.50000       COMB7         Max   4.189E-07    -14.8874        27-3     0.50000 
          27     1.50000       COMB7         Max   4.189E-07    -14.8874        27-4     0.00000 
          27     2.00000       COMB7         Max  -2.978E-06    -15.5076        27-4     0.50000 
          27     2.00000       COMB7         Max  -2.978E-06    -15.5076        27-5     0.00000 
          27     2.35000       COMB7         Max  -5.356E-06     -8.2393        27-5     0.35000 
          27     0.15000       COMB7         Min   9.590E-06     39.4680        27-1     0.15000 
          27     0.50000       COMB7         Min   7.212E-06     17.0084        27-1     0.50000 
          27     0.50000       COMB7         Min   7.212E-06     17.0084        27-2     0.00000 
          27     1.00000       COMB7         Min   3.816E-06     -4.0514        27-2     0.50000 
          27     1.00000       COMB7         Min   3.816E-06     -4.0514        27-3     0.00000 
          27     1.25000       COMB7         Min   2.117E-06     -8.8108        27-3     0.25000 
          27     1.50000       COMB7         Min   4.189E-07    -14.8874        27-3     0.50000 
          27     1.50000       COMB7         Min   4.189E-07    -14.8874        27-4     0.00000 
          27     2.00000       COMB7         Min  -2.978E-06    -15.5076        27-4     0.50000 
          27     2.00000       COMB7         Min  -2.978E-06    -15.5076        27-5     0.00000 
          27     2.35000       COMB7         Min  -5.356E-06     -8.2393        27-5     0.35000 
          27     0.15000       COMB8         Max   1.650E-05     50.3976        27-1     0.15000 
          27     0.50000       COMB8         Max   1.210E-05     23.1669        27-1     0.50000 
          27     0.50000       COMB8         Max   1.210E-05     23.1669        27-2     0.00000 
          27     1.00000       COMB8         Max   5.819E-06     -3.2963        27-2     0.50000 
          27     1.00000       COMB8         Max   5.819E-06     -3.2963        27-3     0.00000 
          27     1.25000       COMB8         Max   2.678E-06    -10.0526        27-3     0.25000 
          27     1.50000       COMB8         Max  -4.627E-07    -18.1262        27-3     0.50000 
          27     1.50000       COMB8         Max  -4.627E-07    -18.1262        27-4     0.00000 
          27     2.00000       COMB8         Max  -6.745E-06    -21.3337        27-4     0.50000 
          27     2.00000       COMB8         Max  -6.745E-06    -21.3337        27-5     0.00000 
          27     2.35000       COMB8         Max  -1.114E-05    -14.8933        27-5     0.35000 
          27     0.15000       COMB8         Min   1.650E-05     50.3976        27-1     0.15000 
          27     0.50000       COMB8         Min   1.210E-05     23.1669        27-1     0.50000 
          27     0.50000       COMB8         Min   1.210E-05     23.1669        27-2     0.00000 
          27     1.00000       COMB8         Min   5.819E-06     -3.2963        27-2     0.50000 
          27     1.00000       COMB8         Min   5.819E-06     -3.2963        27-3     0.00000 
          27     1.25000       COMB8         Min   2.678E-06    -10.0526        27-3     0.25000 
          27     1.50000       COMB8         Min  -4.627E-07    -18.1262        27-3     0.50000 
          27     1.50000       COMB8         Min  -4.627E-07    -18.1262        27-4     0.00000 
          27     2.00000       COMB8         Min  -6.745E-06    -21.3337        27-4     0.50000 
          27     2.00000       COMB8         Min  -6.745E-06    -21.3337        27-5     0.00000 
          27     2.35000       COMB8         Min  -1.114E-05    -14.8933        27-5     0.35000 
          27     0.15000       COMB9         Max   1.014E-05     37.0154        27-1     0.15000 
          27     0.50000       COMB9         Max   5.119E-06     15.6545        27-1     0.50000 
          27     0.50000       COMB9         Max   5.119E-06     15.6545        27-2     0.00000 
          27     1.00000       COMB9         Max  -2.053E-06     -4.1833        27-2     0.50000 
          27     1.00000       COMB9         Max  -2.053E-06     -4.1833        27-3     0.00000 
          27     1.25000       COMB9         Max  -5.640E-06     -8.5052        27-3     0.25000 
          27     1.50000       COMB9         Max  -9.226E-06    -14.1442        27-3     0.50000 
          27     1.50000       COMB9         Max  -9.226E-06    -14.1442        27-4     0.00000 
          27     2.00000       COMB9         Max  -1.640E-05    -14.2355        27-4     0.50000 
          27     2.00000       COMB9         Max  -1.640E-05    -14.2355        27-5     0.00000 
          27     2.35000       COMB9         Max  -2.142E-05     -6.8390        27-5     0.35000 
          27     0.15000       COMB9         Min   1.014E-05     37.0154        27-1     0.15000 
          27     0.50000       COMB9         Min   5.119E-06     15.6545        27-1     0.50000 
          27     0.50000       COMB9         Min   5.119E-06     15.6545        27-2     0.00000 
          27     1.00000       COMB9         Min  -2.053E-06     -4.1833        27-2     0.50000 
          27     1.00000       COMB9         Min  -2.053E-06     -4.1833        27-3     0.00000 
          27     1.25000       COMB9         Min  -5.640E-06     -8.5052        27-3     0.25000 
          27     1.50000       COMB9         Min  -9.226E-06    -14.1442        27-3     0.50000 
          27     1.50000       COMB9         Min  -9.226E-06    -14.1442        27-4     0.00000 
          27     2.00000       COMB9         Min  -1.640E-05    -14.2355        27-4     0.50000 
          27     2.00000       COMB9         Min  -1.640E-05    -14.2355        27-5     0.00000 
          27     2.35000       COMB9         Min  -2.142E-05     -6.8390        27-5     0.35000 
          27     0.15000      COMB10         Max     -0.0097     38.9459        27-1     0.15000 
          27     0.50000      COMB10         Max     -0.0033     16.9381        27-1     0.50000 
          27     0.50000      COMB10         Max     -0.0033     16.9381        27-2     0.00000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

342/ 799 

 
          27     1.00000      COMB10         Max      0.0058     -3.7879        27-2     0.50000 
          27     1.00000      COMB10         Max      0.0058     -3.7879        27-3     0.00000 
          27     1.25000      COMB10         Max      0.0103     -8.5362        27-3     0.25000 
          27     1.50000      COMB10         Max      0.0149    -14.6016        27-3     0.50000 
          27     1.50000      COMB10         Max      0.0149    -14.6016        27-4     0.00000 
          27     2.00000      COMB10         Max      0.0240    -15.5107        27-4     0.50000 
          27     2.00000      COMB10         Max      0.0240    -15.5107        27-5     0.00000 
          27     2.35000      COMB10         Max      0.0303     -8.6628        27-5     0.35000 
          27     0.15000      COMB10         Min     -0.0097     38.9459        27-1     0.15000 
          27     0.50000      COMB10         Min     -0.0033     16.9381        27-1     0.50000 
          27     0.50000      COMB10         Min     -0.0033     16.9381        27-2     0.00000 
          27     1.00000      COMB10         Min      0.0058     -3.7879        27-2     0.50000 
          27     1.00000      COMB10         Min      0.0058     -3.7879        27-3     0.00000 
          27     1.25000      COMB10         Min      0.0103     -8.5362        27-3     0.25000 
          27     1.50000      COMB10         Min      0.0149    -14.6016        27-3     0.50000 
          27     1.50000      COMB10         Min      0.0149    -14.6016        27-4     0.00000 
          27     2.00000      COMB10         Min      0.0240    -15.5107        27-4     0.50000 
          27     2.00000      COMB10         Min      0.0240    -15.5107        27-5     0.00000 
          27     2.35000      COMB10         Min      0.0303     -8.6628        27-5     0.35000 
          27     0.15000      COMB11         Max   1.705E-05     47.9451        27-1     0.15000 
          27     0.50000      COMB11         Max   1.001E-05     21.8130        27-1     0.50000 
          27     0.50000      COMB11         Max   1.001E-05     21.8130        27-2     0.00000 
          27     1.00000      COMB11         Max  -4.974E-08     -3.4282        27-2     0.50000 
          27     1.00000      COMB11         Max  -4.974E-08     -3.4282        27-3     0.00000 
          27     1.25000      COMB11         Max  -5.079E-06     -9.7470        27-3     0.25000 
          27     1.50000      COMB11         Max  -1.011E-05    -17.3830        27-3     0.50000 
          27     1.50000      COMB11         Max  -1.011E-05    -17.3830        27-4     0.00000 
          27     2.00000      COMB11         Max  -2.017E-05    -20.0616        27-4     0.50000 
          27     2.00000      COMB11         Max  -2.017E-05    -20.0616        27-5     0.00000 
          27     2.35000      COMB11         Max  -2.721E-05    -13.4931        27-5     0.35000 
          27     0.15000      COMB11         Min   1.705E-05     47.9451        27-1     0.15000 
          27     0.50000      COMB11         Min   1.001E-05     21.8130        27-1     0.50000 
          27     0.50000      COMB11         Min   1.001E-05     21.8130        27-2     0.00000 
          27     1.00000      COMB11         Min  -4.974E-08     -3.4282        27-2     0.50000 
          27     1.00000      COMB11         Min  -4.974E-08     -3.4282        27-3     0.00000 
          27     1.25000      COMB11         Min  -5.079E-06     -9.7470        27-3     0.25000 
          27     1.50000      COMB11         Min  -1.011E-05    -17.3830        27-3     0.50000 
          27     1.50000      COMB11         Min  -1.011E-05    -17.3830        27-4     0.00000 
          27     2.00000      COMB11         Min  -2.017E-05    -20.0616        27-4     0.50000 
          27     2.00000      COMB11         Min  -2.017E-05    -20.0616        27-5     0.00000 
          27     2.35000      COMB11         Min  -2.721E-05    -13.4931        27-5     0.35000 
          27     0.15000      COMB12         Max     -0.0097     49.8756        27-1     0.15000 
          27     0.50000      COMB12         Max     -0.0033     23.0966        27-1     0.50000 
          27     0.50000      COMB12         Max     -0.0033     23.0966        27-2     0.00000 
          27     1.00000      COMB12         Max      0.0058     -3.0328        27-2     0.50000 
          27     1.00000      COMB12         Max      0.0058     -3.0328        27-3     0.00000 
          27     1.25000      COMB12         Max      0.0103     -9.7780        27-3     0.25000 
          27     1.50000      COMB12         Max      0.0149    -17.8404        27-3     0.50000 
          27     1.50000      COMB12         Max      0.0149    -17.8404        27-4     0.00000 
          27     2.00000      COMB12         Max      0.0240    -21.3368        27-4     0.50000 
          27     2.00000      COMB12         Max      0.0240    -21.3368        27-5     0.00000 
          27     2.35000      COMB12         Max      0.0303    -15.3168        27-5     0.35000 
          27     0.15000      COMB12         Min     -0.0097     49.8756        27-1     0.15000 
          27     0.50000      COMB12         Min     -0.0033     23.0966        27-1     0.50000 
          27     0.50000      COMB12         Min     -0.0033     23.0966        27-2     0.00000 
          27     1.00000      COMB12         Min      0.0058     -3.0328        27-2     0.50000 
          27     1.00000      COMB12         Min      0.0058     -3.0328        27-3     0.00000 
          27     1.25000      COMB12         Min      0.0103     -9.7780        27-3     0.25000 
          27     1.50000      COMB12         Min      0.0149    -17.8404        27-3     0.50000 
          27     1.50000      COMB12         Min      0.0149    -17.8404        27-4     0.00000 
          27     2.00000      COMB12         Min      0.0240    -21.3368        27-4     0.50000 
          27     2.00000      COMB12         Min      0.0240    -21.3368        27-5     0.00000 
          27     2.35000      COMB12         Min      0.0303    -15.3168        27-5     0.35000 
          27     0.15000      COMB13         Max      0.0375     54.7227        27-1     0.15000 
          27     0.50000      COMB13         Max      0.0254     26.1170        27-1     0.50000 
          27     0.50000      COMB13         Max      0.0254     26.1170        27-2     0.00000 
          27     1.00000      COMB13         Max      0.0458     -2.3109        27-2     0.50000 
          27     1.00000      COMB13         Max      0.0458     -2.3109        27-3     0.00000 
          27     1.25000      COMB13         Max      0.0452    -10.0409        27-3     0.25000 
          27     1.50000      COMB13         Max      0.0463    -17.2760        27-3     0.50000 
          27     1.50000      COMB13         Max      0.0463    -17.2760        27-4     0.00000 
          27     2.00000      COMB13         Max      0.0338    -18.8192        27-4     0.50000 
          27     2.00000      COMB13         Max      0.0338    -18.8192        27-5     0.00000 
          27     2.35000      COMB13         Max      0.0504    -11.2220        27-5     0.35000 
          27     0.15000      COMB13         Min     -0.0375     46.6860        27-1     0.15000 
          27     0.50000      COMB13         Min     -0.0254     20.6493        27-1     0.50000 
          27     0.50000      COMB13         Min     -0.0254     20.6493        27-2     0.00000 
          27     1.00000      COMB13         Min     -0.0458     -4.1231        27-2     0.50000 
          27     1.00000      COMB13         Min     -0.0458     -4.1231        27-3     0.00000 
          27     1.25000      COMB13         Min     -0.0452    -10.0506        27-3     0.25000 
          27     1.50000      COMB13         Min     -0.0463    -19.1074        27-3     0.50000 
          27     1.50000      COMB13         Min     -0.0463    -19.1074        27-4     0.00000 
          27     2.00000      COMB13         Min     -0.0338    -24.2844        27-4     0.50000 
          27     2.00000      COMB13         Min     -0.0338    -24.2844        27-5     0.00000 
          27     2.35000      COMB13         Min     -0.0504    -19.2257        27-5     0.35000 
          27     0.15000      COMB14         Max      0.4022     57.8296        27-1     0.15000 
          27     0.50000      COMB14         Max      0.0844     28.1431        27-1     0.50000 
          27     0.50000      COMB14         Max      0.0844     28.1431        27-2     0.00000 
          27     1.00000      COMB14         Max      0.2758     -1.7275        27-2     0.50000 
          27     1.00000      COMB14         Max      0.2758     -1.7275        27-3     0.00000 
          27     1.25000      COMB14         Max      0.2776     -9.9513        27-3     0.25000 
          27     1.50000      COMB14         Max      0.2803    -16.5167        27-3     0.50000 
          27     1.50000      COMB14         Max      0.2803    -16.5167        27-4     0.00000 
          27     2.00000      COMB14         Max      0.1038    -16.8166        27-4     0.50000 
          27     2.00000      COMB14         Max      0.1038    -16.8166        27-5     0.00000 
          27     2.35000      COMB14         Max      0.4039     -8.4179        27-5     0.35000 
          27     0.15000      COMB14         Min     -0.4022     43.5791        27-1     0.15000 
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          27     0.50000      COMB14         Min     -0.0844     18.6231        27-1     0.50000 
          27     0.50000      COMB14         Min     -0.0844     18.6231        27-2     0.00000 
          27     1.00000      COMB14         Min     -0.2758     -4.7065        27-2     0.50000 
          27     1.00000      COMB14         Min     -0.2758     -4.7065        27-3     0.00000 
          27     1.25000      COMB14         Min     -0.2776    -10.1402        27-3     0.25000 
          27     1.50000      COMB14         Min     -0.2803    -19.8667        27-3     0.50000 
          27     1.50000      COMB14         Min     -0.2803    -19.8667        27-4     0.00000 
          27     2.00000      COMB14         Min     -0.1038    -26.2870        27-4     0.50000 
          27     2.00000      COMB14         Min     -0.1038    -26.2870        27-5     0.00000 
          27     2.35000      COMB14         Min     -0.4039    -22.0297        27-5     0.35000 
          27     0.15000         INV         Max      0.4022     57.8296        27-1     0.15000 
          27     0.50000         INV         Max      0.0844     28.1431        27-1     0.50000 
          27     0.50000         INV         Max      0.0844     28.1431        27-2     0.00000 
          27     1.00000         INV         Max      0.2758     -1.7275        27-2     0.50000 
          27     1.00000         INV         Max      0.2758     -1.7275        27-3     0.00000 
          27     1.25000         INV         Max      0.2776     -8.4914        27-3     0.25000 
          27     1.50000         INV         Max      0.2803    -14.1442        27-3     0.50000 
          27     1.50000         INV         Max      0.2803    -14.1442        27-4     0.00000 
          27     2.00000         INV         Max      0.1038    -14.2355        27-4     0.50000 
          27     2.00000         INV         Max      0.1038    -14.2355        27-5     0.00000 
          27     2.35000         INV         Max      0.4039     -6.8390        27-5     0.35000 
          27     0.15000         INV         Min     -0.4022     37.0154        27-1     0.15000 
          27     0.50000         INV         Min     -0.0844     15.6545        27-1     0.50000 
          27     0.50000         INV         Min     -0.0844     15.6545        27-2     0.00000 
          27     1.00000         INV         Min     -0.2758     -4.7065        27-2     0.50000 
          27     1.00000         INV         Min     -0.2758     -4.7065        27-3     0.00000 
          27     1.25000         INV         Min     -0.2776    -10.1402        27-3     0.25000 
          27     1.50000         INV         Min     -0.2803    -19.8667        27-3     0.50000 
          27     1.50000         INV         Min     -0.2803    -19.8667        27-4     0.00000 
          27     2.00000         INV         Min     -0.1038    -26.2870        27-4     0.50000 
          27     2.00000         INV         Min     -0.1038    -26.2870        27-5     0.00000 
          27     2.35000         INV         Min     -0.4039    -22.0297        27-5     0.35000 
          28     0.15000          PP              -3.154E-05     53.5415        28-1     0.15000 
          28     0.50000          PP              -2.127E-05     28.6483        28-1     0.50000 
          28     0.50000          PP              -2.127E-05     28.6483        28-2     0.00000 
          28     1.00000          PP              -6.594E-06      1.8331        28-2     0.50000 
          28     1.00000          PP              -6.594E-06      1.8331        28-3     0.00000 
          28     1.25000          PP               7.428E-07     -7.0081        28-3     0.25000 
          28     1.50000          PP               8.080E-06    -16.8540        28-3     0.50000 
          28     1.50000          PP               8.080E-06    -16.8540        28-4     0.00000 
          28     2.00000          PP               2.275E-05    -27.4266        28-4     0.50000 
          28     2.00000          PP               2.275E-05    -27.4266        28-5     0.00000 
          28     2.35000          PP               3.303E-05    -28.7312        28-5     0.35000 
          28     0.15000        PERM              -3.576E-05     27.6485        28-1     0.15000 
          28     0.50000        PERM              -1.442E-05     16.8553        28-1     0.50000 
          28     0.50000        PERM              -1.442E-05     16.8553        28-2     0.00000 
          28     1.00000        PERM               1.607E-05      3.6706        28-2     0.50000 
          28     1.00000        PERM               1.607E-05      3.6706        28-3     0.00000 
          28     1.25000        PERM               3.131E-05     -1.7463        28-3     0.25000 
          28     1.50000        PERM               4.655E-05     -7.4756        28-3     0.50000 
          28     1.50000        PERM               4.655E-05     -7.4756        28-4     0.00000 
          28     2.00000        PERM               7.703E-05    -16.5913        28-4     0.50000 
          28     2.00000        PERM               7.703E-05    -16.5913        28-5     0.00000 
          28     2.35000        PERM               9.837E-05    -21.4242        28-5     0.35000 
          28     0.15000        NEVE              -2.446E-05     18.9015        28-1     0.15000 
          28     0.50000        NEVE              -9.864E-06     11.6066        28-1     0.50000 
          28     0.50000        NEVE              -9.864E-06     11.6066        28-2     0.00000 
          28     1.00000        NEVE               1.099E-05      2.5854        28-2     0.50000 
          28     1.00000        NEVE               1.099E-05      2.5854        28-3     0.00000 
          28     1.25000        NEVE               2.142E-05     -1.2277        28-3     0.25000 
          28     1.50000        NEVE               3.185E-05     -5.0409        28-3     0.50000 
          28     1.50000        NEVE               3.185E-05     -5.0409        28-4     0.00000 
          28     2.00000        NEVE               5.271E-05    -11.2780        28-4     0.50000 
          28     2.00000        NEVE               5.271E-05    -11.2780        28-5     0.00000 
          28     2.35000        NEVE               6.731E-05    -14.6745        28-5     0.35000 
          28     0.15000      VENTOX               8.947E-06     -4.4057        28-1     0.15000 
          28     0.50000      VENTOX               1.021E-05     -2.6884        28-1     0.50000 
          28     0.50000      VENTOX               1.021E-05     -2.6884        28-2     0.00000 
          28     1.00000      VENTOX               1.202E-05     -0.5800        28-2     0.50000 
          28     1.00000      VENTOX               1.202E-05     -0.5800        28-3     0.00000 
          28     1.25000      VENTOX               1.293E-05      0.3024        28-3     0.25000 
          28     1.50000      VENTOX               1.383E-05      1.1849        28-3     0.50000 
          28     1.50000      VENTOX               1.383E-05      1.1849        28-4     0.00000 
          28     2.00000      VENTOX               1.564E-05      2.6075        28-4     0.50000 
          28     2.00000      VENTOX               1.564E-05      2.6075        28-5     0.00000 
          28     2.35000      VENTOX               1.691E-05      3.3645        28-5     0.35000 
          28     0.15000      VENTOY                 -0.0296     -2.0069        28-1     0.15000 
          28     0.50000      VENTOY                 -0.0237     -1.0833        28-1     0.50000 
          28     0.50000      VENTOY                 -0.0237     -1.0833        28-2     0.00000 
          28     1.00000      VENTOY                 -0.0151     -0.0751        28-2     0.50000 
          28     1.00000      VENTOY                 -0.0151     -0.0751        28-3     0.00000 
          28     1.25000      VENTOY                 -0.0109      0.2737        28-3     0.25000 
          28     1.50000      VENTOY                 -0.0066      0.6226        28-3     0.50000 
          28     1.50000      VENTOY                 -0.0066      0.6226        28-4     0.00000 
          28     2.00000      VENTOY                  0.0019      1.0100        28-4     0.50000 
          28     2.00000      VENTOY                  0.0019      1.0100        28-5     0.00000 
          28     2.35000      VENTOY                  0.0079      1.0644        28-5     0.35000 
          28     0.15000      SISMAX         Max      0.0471      3.9250        28-1     0.15000 
          28     0.50000      SISMAX         Max      0.0302      2.6745        28-1     0.50000 
          28     0.50000      SISMAX         Max      0.0302      2.6745        28-2     0.00000 
          28     1.00000      SISMAX         Max      0.0568      0.8906        28-2     0.50000 
          28     1.00000      SISMAX         Max      0.0568      0.8906        28-3     0.00000 
          28     1.25000      SISMAX         Max      0.0562   7.817E-04        28-3     0.25000 
          28     1.50000      SISMAX         Max      0.0576      0.8920        28-3     0.50000 
          28     1.50000      SISMAX         Max      0.0576      0.8920        28-4     0.00000 
          28     2.00000      SISMAX         Max      0.0424      2.6743        28-4     0.50000 
          28     2.00000      SISMAX         Max      0.0424      2.6743        28-5     0.00000 
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          28     2.35000      SISMAX         Max      0.0645      3.9226        28-5     0.35000 
          28     0.15000      SISMAY         Max      0.4075      8.8053        28-1     0.15000 
          28     0.50000      SISMAY         Max      0.1186      5.9128        28-1     0.50000 
          28     0.50000      SISMAY         Max      0.1186      5.9128        28-2     0.00000 
          28     1.00000      SISMAY         Max      0.2624      1.8814        28-2     0.50000 
          28     1.00000      SISMAY         Max      0.2624      1.8814        28-3     0.00000 
          28     1.25000      SISMAY         Max      0.2598      0.0864        28-3     0.25000 
          28     1.50000      SISMAY         Max      0.2596      2.0521        28-3     0.50000 
          28     1.50000      SISMAY         Max      0.2596      2.0521        28-4     0.00000 
          28     2.00000      SISMAY         Max      0.0844      5.8900        28-4     0.50000 
          28     2.00000      SISMAY         Max      0.0844      5.8900        28-5     0.00000 
          28     2.35000      SISMAY         Max      0.3926      8.5115        28-5     0.35000 
          28     0.15000        TERM              -3.146E-05     -0.5437        28-1     0.15000 
          28     0.50000        TERM              -2.010E-05     -0.3635        28-1     0.50000 
          28     0.50000        TERM              -2.010E-05     -0.3635        28-2     0.00000 
          28     1.00000        TERM              -3.878E-06     -0.1141        28-2     0.50000 
          28     1.00000        TERM              -3.878E-06     -0.1141        28-3     0.00000 
          28     1.25000        TERM               4.233E-06      0.0068        28-3     0.25000 
          28     1.50000        TERM               1.234E-05      0.1276        28-3     0.50000 
          28     1.50000        TERM               1.234E-05      0.1276        28-4     0.00000 
          28     2.00000        TERM               2.857E-05      0.3617        28-4     0.50000 
          28     2.00000        TERM               2.857E-05      0.3617        28-5     0.00000 
          28     2.35000        TERM               3.992E-05      0.5204        28-5     0.35000 
          28     0.15000       COMB1         Max  -9.875E-05     80.6462        28-1     0.15000 
          28     0.50000       COMB1         Max  -5.579E-05     45.1401        28-1     0.50000 
          28     0.50000       COMB1         Max  -5.579E-05     45.1401        28-2     0.00000 
          28     1.00000       COMB1         Max   5.593E-06      5.3896        28-2     0.50000 
          28     1.00000       COMB1         Max   5.593E-06      5.3896        28-3     0.00000 
          28     1.25000       COMB1         Max   3.628E-05     -8.7476        28-3     0.25000 
          28     1.50000       COMB1         Max   6.697E-05    -24.2020        28-3     0.50000 
          28     1.50000       COMB1         Max   6.697E-05    -24.2020        28-4     0.00000 
          28     2.00000       COMB1         Max   1.284E-04    -43.6562        28-4     0.50000 
          28     2.00000       COMB1         Max   1.284E-04    -43.6562        28-5     0.00000 
          28     2.35000       COMB1         Max   1.713E-04    -49.6351        28-5     0.35000 
          28     0.15000       COMB1         Min  -9.875E-05     80.6462        28-1     0.15000 
          28     0.50000       COMB1         Min  -5.579E-05     45.1401        28-1     0.50000 
          28     0.50000       COMB1         Min  -5.579E-05     45.1401        28-2     0.00000 
          28     1.00000       COMB1         Min   5.593E-06      5.3896        28-2     0.50000 
          28     1.00000       COMB1         Min   5.593E-06      5.3896        28-3     0.00000 
          28     1.25000       COMB1         Min   3.628E-05     -8.7476        28-3     0.25000 
          28     1.50000       COMB1         Min   6.697E-05    -24.2020        28-3     0.50000 
          28     1.50000       COMB1         Min   6.697E-05    -24.2020        28-4     0.00000 
          28     2.00000       COMB1         Min   1.284E-04    -43.6562        28-4     0.50000 
          28     2.00000       COMB1         Min   1.284E-04    -43.6562        28-5     0.00000 
          28     2.35000       COMB1         Min   1.713E-04    -49.6351        28-5     0.35000 
          28     0.15000       COMB2         Max  -1.232E-04     99.5478        28-1     0.15000 
          28     0.50000       COMB2         Max  -6.565E-05     56.7467        28-1     0.50000 
          28     0.50000       COMB2         Max  -6.565E-05     56.7467        28-2     0.00000 
          28     1.00000       COMB2         Max   1.659E-05      7.9750        28-2     0.50000 
          28     1.00000       COMB2         Max   1.659E-05      7.9750        28-3     0.00000 
          28     1.25000       COMB2         Max   5.770E-05     -9.9754        28-3     0.25000 
          28     1.50000       COMB2         Max   9.882E-05    -29.2429        28-3     0.50000 
          28     1.50000       COMB2         Max   9.882E-05    -29.2429        28-4     0.00000 
          28     2.00000       COMB2         Max   1.811E-04    -54.9341        28-4     0.50000 
          28     2.00000       COMB2         Max   1.811E-04    -54.9341        28-5     0.00000 
          28     2.35000       COMB2         Max   2.386E-04    -64.3096        28-5     0.35000 
          28     0.15000       COMB2         Min  -1.232E-04     99.5478        28-1     0.15000 
          28     0.50000       COMB2         Min  -6.565E-05     56.7467        28-1     0.50000 
          28     0.50000       COMB2         Min  -6.565E-05     56.7467        28-2     0.00000 
          28     1.00000       COMB2         Min   1.659E-05      7.9750        28-2     0.50000 
          28     1.00000       COMB2         Min   1.659E-05      7.9750        28-3     0.00000 
          28     1.25000       COMB2         Min   5.770E-05     -9.9754        28-3     0.25000 
          28     1.50000       COMB2         Min   9.882E-05    -29.2429        28-3     0.50000 
          28     1.50000       COMB2         Min   9.882E-05    -29.2429        28-4     0.00000 
          28     2.00000       COMB2         Min   1.811E-04    -54.9341        28-4     0.50000 
          28     2.00000       COMB2         Min   1.811E-04    -54.9341        28-5     0.00000 
          28     2.35000       COMB2         Min   2.386E-04    -64.3096        28-5     0.35000 
          28     0.15000       COMB3         Max  -8.981E-05     76.2405        28-1     0.15000 
          28     0.50000       COMB3         Max  -4.557E-05     42.4517        28-1     0.50000 
          28     0.50000       COMB3         Max  -4.557E-05     42.4517        28-2     0.00000 
          28     1.00000       COMB3         Max   1.762E-05      4.8096        28-2     0.50000 
          28     1.00000       COMB3         Max   1.762E-05      4.8096        28-3     0.00000 
          28     1.25000       COMB3         Max   4.921E-05     -8.4452        28-3     0.25000 
          28     1.50000       COMB3         Max   8.081E-05    -23.0172        28-3     0.50000 
          28     1.50000       COMB3         Max   8.081E-05    -23.0172        28-4     0.00000 
          28     2.00000       COMB3         Max   1.440E-04    -41.0487        28-4     0.50000 
          28     2.00000       COMB3         Max   1.440E-04    -41.0487        28-5     0.00000 
          28     2.35000       COMB3         Max   1.882E-04    -46.2706        28-5     0.35000 
          28     0.15000       COMB3         Min  -8.981E-05     76.2405        28-1     0.15000 
          28     0.50000       COMB3         Min  -4.557E-05     42.4517        28-1     0.50000 
          28     0.50000       COMB3         Min  -4.557E-05     42.4517        28-2     0.00000 
          28     1.00000       COMB3         Min   1.762E-05      4.8096        28-2     0.50000 
          28     1.00000       COMB3         Min   1.762E-05      4.8096        28-3     0.00000 
          28     1.25000       COMB3         Min   4.921E-05     -8.4452        28-3     0.25000 
          28     1.50000       COMB3         Min   8.081E-05    -23.0172        28-3     0.50000 
          28     1.50000       COMB3         Min   8.081E-05    -23.0172        28-4     0.00000 
          28     2.00000       COMB3         Min   1.440E-04    -41.0487        28-4     0.50000 
          28     2.00000       COMB3         Min   1.440E-04    -41.0487        28-5     0.00000 
          28     2.35000       COMB3         Min   1.882E-04    -46.2706        28-5     0.35000 
          28     0.15000       COMB4         Max     -0.0297     78.6393        28-1     0.15000 
          28     0.50000       COMB4         Max     -0.0237     44.0568        28-1     0.50000 
          28     0.50000       COMB4         Max     -0.0237     44.0568        28-2     0.00000 
          28     1.00000       COMB4         Max     -0.0151      5.3145        28-2     0.50000 
          28     1.00000       COMB4         Max     -0.0151      5.3145        28-3     0.00000 
          28     1.25000       COMB4         Max     -0.0108     -8.4739        28-3     0.25000 
          28     1.50000       COMB4         Max     -0.0065    -23.5795        28-3     0.50000 
          28     1.50000       COMB4         Max     -0.0065    -23.5795        28-4     0.00000 
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          28     2.00000       COMB4         Max      0.0021    -42.6461        28-4     0.50000 
          28     2.00000       COMB4         Max      0.0021    -42.6461        28-5     0.00000 
          28     2.35000       COMB4         Max      0.0081    -48.5707        28-5     0.35000 
          28     0.15000       COMB4         Min     -0.0297     78.6393        28-1     0.15000 
          28     0.50000       COMB4         Min     -0.0237     44.0568        28-1     0.50000 
          28     0.50000       COMB4         Min     -0.0237     44.0568        28-2     0.00000 
          28     1.00000       COMB4         Min     -0.0151      5.3145        28-2     0.50000 
          28     1.00000       COMB4         Min     -0.0151      5.3145        28-3     0.00000 
          28     1.25000       COMB4         Min     -0.0108     -8.4739        28-3     0.25000 
          28     1.50000       COMB4         Min     -0.0065    -23.5795        28-3     0.50000 
          28     1.50000       COMB4         Min     -0.0065    -23.5795        28-4     0.00000 
          28     2.00000       COMB4         Min      0.0021    -42.6461        28-4     0.50000 
          28     2.00000       COMB4         Min      0.0021    -42.6461        28-5     0.00000 
          28     2.35000       COMB4         Min      0.0081    -48.5707        28-5     0.35000 
          28     0.15000       COMB5         Max  -1.143E-04     95.1421        28-1     0.15000 
          28     0.50000       COMB5         Max  -5.544E-05     54.0582        28-1     0.50000 
          28     0.50000       COMB5         Max  -5.544E-05     54.0582        28-2     0.00000 
          28     1.00000       COMB5         Max   2.861E-05      7.3950        28-2     0.50000 
          28     1.00000       COMB5         Max   2.861E-05      7.3950        28-3     0.00000 
          28     1.25000       COMB5         Max   7.063E-05     -9.6729        28-3     0.25000 
          28     1.50000       COMB5         Max   1.127E-04    -28.0581        28-3     0.50000 
          28     1.50000       COMB5         Max   1.127E-04    -28.0581        28-4     0.00000 
          28     2.00000       COMB5         Max   1.967E-04    -52.3266        28-4     0.50000 
          28     2.00000       COMB5         Max   1.967E-04    -52.3266        28-5     0.00000 
          28     2.35000       COMB5         Max   2.555E-04    -60.9451        28-5     0.35000 
          28     0.15000       COMB5         Min  -1.143E-04     95.1421        28-1     0.15000 
          28     0.50000       COMB5         Min  -5.544E-05     54.0582        28-1     0.50000 
          28     0.50000       COMB5         Min  -5.544E-05     54.0582        28-2     0.00000 
          28     1.00000       COMB5         Min   2.861E-05      7.3950        28-2     0.50000 
          28     1.00000       COMB5         Min   2.861E-05      7.3950        28-3     0.00000 
          28     1.25000       COMB5         Min   7.063E-05     -9.6729        28-3     0.25000 
          28     1.50000       COMB5         Min   1.127E-04    -28.0581        28-3     0.50000 
          28     1.50000       COMB5         Min   1.127E-04    -28.0581        28-4     0.00000 
          28     2.00000       COMB5         Min   1.967E-04    -52.3266        28-4     0.50000 
          28     2.00000       COMB5         Min   1.967E-04    -52.3266        28-5     0.00000 
          28     2.35000       COMB5         Min   2.555E-04    -60.9451        28-5     0.35000 
          28     0.15000       COMB6         Max     -0.0297     97.5409        28-1     0.15000 
          28     0.50000       COMB6         Max     -0.0237     55.6634        28-1     0.50000 
          28     0.50000       COMB6         Max     -0.0237     55.6634        28-2     0.00000 
          28     1.00000       COMB6         Max     -0.0151      7.8999        28-2     0.50000 
          28     1.00000       COMB6         Max     -0.0151      7.8999        28-3     0.00000 
          28     1.25000       COMB6         Max     -0.0108     -9.7016        28-3     0.25000 
          28     1.50000       COMB6         Max     -0.0065    -28.6204        28-3     0.50000 
          28     1.50000       COMB6         Max     -0.0065    -28.6204        28-4     0.00000 
          28     2.00000       COMB6         Max      0.0021    -53.9241        28-4     0.50000 
          28     2.00000       COMB6         Max      0.0021    -53.9241        28-5     0.00000 
          28     2.35000       COMB6         Max      0.0082    -63.2452        28-5     0.35000 
          28     0.15000       COMB6         Min     -0.0297     97.5409        28-1     0.15000 
          28     0.50000       COMB6         Min     -0.0237     55.6634        28-1     0.50000 
          28     0.50000       COMB6         Min     -0.0237     55.6634        28-2     0.00000 
          28     1.00000       COMB6         Min     -0.0151      7.8999        28-2     0.50000 
          28     1.00000       COMB6         Min     -0.0151      7.8999        28-3     0.00000 
          28     1.25000       COMB6         Min     -0.0108     -9.7016        28-3     0.25000 
          28     1.50000       COMB6         Min     -0.0065    -28.6204        28-3     0.50000 
          28     1.50000       COMB6         Min     -0.0065    -28.6204        28-4     0.00000 
          28     2.00000       COMB6         Min      0.0021    -53.9241        28-4     0.50000 
          28     2.00000       COMB6         Min      0.0021    -53.9241        28-5     0.00000 
          28     2.35000       COMB6         Min      0.0082    -63.2452        28-5     0.35000 
          28     0.15000       COMB7         Max  -3.584E-05     81.7336        28-1     0.15000 
          28     0.50000       COMB7         Max  -1.558E-05     45.8672        28-1     0.50000 
          28     0.50000       COMB7         Max  -1.558E-05     45.8672        28-2     0.00000 
          28     1.00000       COMB7         Max   1.335E-05      5.6177        28-2     0.50000 
          28     1.00000       COMB7         Max   1.335E-05      5.6177        28-3     0.00000 
          28     1.25000       COMB7         Max   2.782E-05     -8.7612        28-3     0.25000 
          28     1.50000       COMB7         Max   4.228E-05    -24.4573        28-3     0.50000 
          28     1.50000       COMB7         Max   4.228E-05    -24.4573        28-4     0.00000 
          28     2.00000       COMB7         Max   7.122E-05    -44.3796        28-4     0.50000 
          28     2.00000       COMB7         Max   7.122E-05    -44.3796        28-5     0.00000 
          28     2.35000       COMB7         Max   9.147E-05    -50.6758        28-5     0.35000 
          28     0.15000       COMB7         Min  -3.584E-05     81.7336        28-1     0.15000 
          28     0.50000       COMB7         Min  -1.558E-05     45.8672        28-1     0.50000 
          28     0.50000       COMB7         Min  -1.558E-05     45.8672        28-2     0.00000 
          28     1.00000       COMB7         Min   1.335E-05      5.6177        28-2     0.50000 
          28     1.00000       COMB7         Min   1.335E-05      5.6177        28-3     0.00000 
          28     1.25000       COMB7         Min   2.782E-05     -8.7612        28-3     0.25000 
          28     1.50000       COMB7         Min   4.228E-05    -24.4573        28-3     0.50000 
          28     1.50000       COMB7         Min   4.228E-05    -24.4573        28-4     0.00000 
          28     2.00000       COMB7         Min   7.122E-05    -44.3796        28-4     0.50000 
          28     2.00000       COMB7         Min   7.122E-05    -44.3796        28-5     0.00000 
          28     2.35000       COMB7         Min   9.147E-05    -50.6758        28-5     0.35000 
          28     0.15000       COMB8         Max  -6.030E-05    100.6351        28-1     0.15000 
          28     0.50000       COMB8         Max  -2.545E-05     57.4737        28-1     0.50000 
          28     0.50000       COMB8         Max  -2.545E-05     57.4737        28-2     0.00000 
          28     1.00000       COMB8         Max   2.434E-05      8.2031        28-2     0.50000 
          28     1.00000       COMB8         Max   2.434E-05      8.2031        28-3     0.00000 
          28     1.25000       COMB8         Max   4.924E-05     -9.9889        28-3     0.25000 
          28     1.50000       COMB8         Max   7.413E-05    -29.4982        28-3     0.50000 
          28     1.50000       COMB8         Max   7.413E-05    -29.4982        28-4     0.00000 
          28     2.00000       COMB8         Max   1.239E-04    -55.6576        28-4     0.50000 
          28     2.00000       COMB8         Max   1.239E-04    -55.6576        28-5     0.00000 
          28     2.35000       COMB8         Max   1.588E-04    -65.3503        28-5     0.35000 
          28     0.15000       COMB8         Min  -6.030E-05    100.6351        28-1     0.15000 
          28     0.50000       COMB8         Min  -2.545E-05     57.4737        28-1     0.50000 
          28     0.50000       COMB8         Min  -2.545E-05     57.4737        28-2     0.00000 
          28     1.00000       COMB8         Min   2.434E-05      8.2031        28-2     0.50000 
          28     1.00000       COMB8         Min   2.434E-05      8.2031        28-3     0.00000 
          28     1.25000       COMB8         Min   4.924E-05     -9.9889        28-3     0.25000 
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          28     1.50000       COMB8         Min   7.413E-05    -29.4982        28-3     0.50000 
          28     1.50000       COMB8         Min   7.413E-05    -29.4982        28-4     0.00000 
          28     2.00000       COMB8         Min   1.239E-04    -55.6576        28-4     0.50000 
          28     2.00000       COMB8         Min   1.239E-04    -55.6576        28-5     0.00000 
          28     2.35000       COMB8         Min   1.588E-04    -65.3503        28-5     0.35000 
          28     0.15000       COMB9         Max  -2.689E-05     77.3279        28-1     0.15000 
          28     0.50000       COMB9         Max  -5.371E-06     43.1787        28-1     0.50000 
          28     0.50000       COMB9         Max  -5.371E-06     43.1787        28-2     0.00000 
          28     1.00000       COMB9         Max   2.537E-05      5.0377        28-2     0.50000 
          28     1.00000       COMB9         Max   2.537E-05      5.0377        28-3     0.00000 
          28     1.25000       COMB9         Max   4.075E-05     -8.4587        28-3     0.25000 
          28     1.50000       COMB9         Max   5.612E-05    -23.2724        28-3     0.50000 
          28     1.50000       COMB9         Max   5.612E-05    -23.2724        28-4     0.00000 
          28     2.00000       COMB9         Max   8.686E-05    -41.7721        28-4     0.50000 
          28     2.00000       COMB9         Max   8.686E-05    -41.7721        28-5     0.00000 
          28     2.35000       COMB9         Max   1.084E-04    -47.3114        28-5     0.35000 
          28     0.15000       COMB9         Min  -2.689E-05     77.3279        28-1     0.15000 
          28     0.50000       COMB9         Min  -5.371E-06     43.1787        28-1     0.50000 
          28     0.50000       COMB9         Min  -5.371E-06     43.1787        28-2     0.00000 
          28     1.00000       COMB9         Min   2.537E-05      5.0377        28-2     0.50000 
          28     1.00000       COMB9         Min   2.537E-05      5.0377        28-3     0.00000 
          28     1.25000       COMB9         Min   4.075E-05     -8.4587        28-3     0.25000 
          28     1.50000       COMB9         Min   5.612E-05    -23.2724        28-3     0.50000 
          28     1.50000       COMB9         Min   5.612E-05    -23.2724        28-4     0.00000 
          28     2.00000       COMB9         Min   8.686E-05    -41.7721        28-4     0.50000 
          28     2.00000       COMB9         Min   8.686E-05    -41.7721        28-5     0.00000 
          28     2.35000       COMB9         Min   1.084E-04    -47.3114        28-5     0.35000 
          28     0.15000      COMB10         Max     -0.0297     79.7267        28-1     0.15000 
          28     0.50000      COMB10         Max     -0.0237     44.7839        28-1     0.50000 
          28     0.50000      COMB10         Max     -0.0237     44.7839        28-2     0.00000 
          28     1.00000      COMB10         Max     -0.0151      5.5427        28-2     0.50000 
          28     1.00000      COMB10         Max     -0.0151      5.5427        28-3     0.00000 
          28     1.25000      COMB10         Max     -0.0108     -8.4874        28-3     0.25000 
          28     1.50000      COMB10         Max     -0.0065    -23.8347        28-3     0.50000 
          28     1.50000      COMB10         Max     -0.0065    -23.8347        28-4     0.00000 
          28     2.00000      COMB10         Max      0.0020    -43.3695        28-4     0.50000 
          28     2.00000      COMB10         Max      0.0020    -43.3695        28-5     0.00000 
          28     2.35000      COMB10         Max      0.0080    -49.6114        28-5     0.35000 
          28     0.15000      COMB10         Min     -0.0297     79.7267        28-1     0.15000 
          28     0.50000      COMB10         Min     -0.0237     44.7839        28-1     0.50000 
          28     0.50000      COMB10         Min     -0.0237     44.7839        28-2     0.00000 
          28     1.00000      COMB10         Min     -0.0151      5.5427        28-2     0.50000 
          28     1.00000      COMB10         Min     -0.0151      5.5427        28-3     0.00000 
          28     1.25000      COMB10         Min     -0.0108     -8.4874        28-3     0.25000 
          28     1.50000      COMB10         Min     -0.0065    -23.8347        28-3     0.50000 
          28     1.50000      COMB10         Min     -0.0065    -23.8347        28-4     0.00000 
          28     2.00000      COMB10         Min      0.0020    -43.3695        28-4     0.50000 
          28     2.00000      COMB10         Min      0.0020    -43.3695        28-5     0.00000 
          28     2.35000      COMB10         Min      0.0080    -49.6114        28-5     0.35000 
          28     0.15000      COMB11         Max  -5.136E-05     96.2294        28-1     0.15000 
          28     0.50000      COMB11         Max  -1.524E-05     54.7853        28-1     0.50000 
          28     0.50000      COMB11         Max  -1.524E-05     54.7853        28-2     0.00000 
          28     1.00000      COMB11         Max   3.637E-05      7.6231        28-2     0.50000 
          28     1.00000      COMB11         Max   3.637E-05      7.6231        28-3     0.00000 
          28     1.25000      COMB11         Max   6.217E-05     -9.6865        28-3     0.25000 
          28     1.50000      COMB11         Max   8.797E-05    -28.3133        28-3     0.50000 
          28     1.50000      COMB11         Max   8.797E-05    -28.3133        28-4     0.00000 
          28     2.00000      COMB11         Max   1.396E-04    -53.0501        28-4     0.50000 
          28     2.00000      COMB11         Max   1.396E-04    -53.0501        28-5     0.00000 
          28     2.35000      COMB11         Max   1.757E-04    -61.9859        28-5     0.35000 
          28     0.15000      COMB11         Min  -5.136E-05     96.2294        28-1     0.15000 
          28     0.50000      COMB11         Min  -1.524E-05     54.7853        28-1     0.50000 
          28     0.50000      COMB11         Min  -1.524E-05     54.7853        28-2     0.00000 
          28     1.00000      COMB11         Min   3.637E-05      7.6231        28-2     0.50000 
          28     1.00000      COMB11         Min   3.637E-05      7.6231        28-3     0.00000 
          28     1.25000      COMB11         Min   6.217E-05     -9.6865        28-3     0.25000 
          28     1.50000      COMB11         Min   8.797E-05    -28.3133        28-3     0.50000 
          28     1.50000      COMB11         Min   8.797E-05    -28.3133        28-4     0.00000 
          28     2.00000      COMB11         Min   1.396E-04    -53.0501        28-4     0.50000 
          28     2.00000      COMB11         Min   1.396E-04    -53.0501        28-5     0.00000 
          28     2.35000      COMB11         Min   1.757E-04    -61.9859        28-5     0.35000 
          28     0.15000      COMB12         Max     -0.0297     98.6282        28-1     0.15000 
          28     0.50000      COMB12         Max     -0.0237     56.3904        28-1     0.50000 
          28     0.50000      COMB12         Max     -0.0237     56.3904        28-2     0.00000 
          28     1.00000      COMB12         Max     -0.0151      8.1281        28-2     0.50000 
          28     1.00000      COMB12         Max     -0.0151      8.1281        28-3     0.00000 
          28     1.25000      COMB12         Max     -0.0108     -9.7152        28-3     0.25000 
          28     1.50000      COMB12         Max     -0.0065    -28.8756        28-3     0.50000 
          28     1.50000      COMB12         Max     -0.0065    -28.8756        28-4     0.00000 
          28     2.00000      COMB12         Max      0.0021    -54.6475        28-4     0.50000 
          28     2.00000      COMB12         Max      0.0021    -54.6475        28-5     0.00000 
          28     2.35000      COMB12         Max      0.0081    -64.2859        28-5     0.35000 
          28     0.15000      COMB12         Min     -0.0297     98.6282        28-1     0.15000 
          28     0.50000      COMB12         Min     -0.0237     56.3904        28-1     0.50000 
          28     0.50000      COMB12         Min     -0.0237     56.3904        28-2     0.00000 
          28     1.00000      COMB12         Min     -0.0151      8.1281        28-2     0.50000 
          28     1.00000      COMB12         Min     -0.0151      8.1281        28-3     0.00000 
          28     1.25000      COMB12         Min     -0.0108     -9.7152        28-3     0.25000 
          28     1.50000      COMB12         Min     -0.0065    -28.8756        28-3     0.50000 
          28     1.50000      COMB12         Min     -0.0065    -28.8756        28-4     0.00000 
          28     2.00000      COMB12         Min      0.0021    -54.6475        28-4     0.50000 
          28     2.00000      COMB12         Min      0.0021    -54.6475        28-5     0.00000 
          28     2.35000      COMB12         Min      0.0081    -64.2859        28-5     0.35000 
          28     0.15000      COMB13         Max      0.0470    104.0165        28-1     0.15000 
          28     0.50000      COMB13         Max      0.0301     59.7847        28-1     0.50000 
          28     0.50000      COMB13         Max      0.0301     59.7847        28-2     0.00000 
          28     1.00000      COMB13         Max      0.0568      8.9797        28-2     0.50000 
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          28     1.00000      COMB13         Max      0.0568      8.9797        28-3     0.00000 
          28     1.25000      COMB13         Max      0.0562     -9.9814        28-3     0.25000 
          28     1.50000      COMB13         Max      0.0577    -28.4786        28-3     0.50000 
          28     1.50000      COMB13         Max      0.0577    -28.4786        28-4     0.00000 
          28     2.00000      COMB13         Max      0.0425    -52.6215        28-4     0.50000 
          28     2.00000      COMB13         Max      0.0425    -52.6215        28-5     0.00000 
          28     2.35000      COMB13         Max      0.0647    -60.9073        28-5     0.35000 
          28     0.15000      COMB13         Min     -0.0471     96.1665        28-1     0.15000 
          28     0.50000      COMB13         Min     -0.0302     54.4357        28-1     0.50000 
          28     0.50000      COMB13         Min     -0.0302     54.4357        28-2     0.00000 
          28     1.00000      COMB13         Min     -0.0568      7.1985        28-2     0.50000 
          28     1.00000      COMB13         Min     -0.0568      7.1985        28-3     0.00000 
          28     1.25000      COMB13         Min     -0.0561     -9.9829        28-3     0.25000 
          28     1.50000      COMB13         Min     -0.0575    -30.2625        28-3     0.50000 
          28     1.50000      COMB13         Min     -0.0575    -30.2625        28-4     0.00000 
          28     2.00000      COMB13         Min     -0.0422    -57.9702        28-4     0.50000 
          28     2.00000      COMB13         Min     -0.0422    -57.9702        28-5     0.00000 
          28     2.35000      COMB13         Min     -0.0643    -68.7525        28-5     0.35000 
          28     0.15000      COMB14         Max      0.4074    108.8968        28-1     0.15000 
          28     0.50000      COMB14         Max      0.1185     63.0230        28-1     0.50000 
          28     0.50000      COMB14         Max      0.1185     63.0230        28-2     0.00000 
          28     1.00000      COMB14         Max      0.2624      9.9705        28-2     0.50000 
          28     1.00000      COMB14         Max      0.2624      9.9705        28-3     0.00000 
          28     1.25000      COMB14         Max      0.2599     -9.8957        28-3     0.25000 
          28     1.50000      COMB14         Max      0.2597    -27.3185        28-3     0.50000 
          28     1.50000      COMB14         Max      0.2597    -27.3185        28-4     0.00000 
          28     2.00000      COMB14         Max      0.0846    -49.4058        28-4     0.50000 
          28     2.00000      COMB14         Max      0.0846    -49.4058        28-5     0.00000 
          28     2.35000      COMB14         Max      0.3928    -56.3184        28-5     0.35000 
          28     0.15000      COMB14         Min     -0.4076     91.2861        28-1     0.15000 
          28     0.50000      COMB14         Min     -0.1186     51.1974        28-1     0.50000 
          28     0.50000      COMB14         Min     -0.1186     51.1974        28-2     0.00000 
          28     1.00000      COMB14         Min     -0.2623      6.2076        28-2     0.50000 
          28     1.00000      COMB14         Min     -0.2623      6.2076        28-3     0.00000 
          28     1.25000      COMB14         Min     -0.2598    -10.0686        28-3     0.25000 
          28     1.50000      COMB14         Min     -0.2596    -31.4226        28-3     0.50000 
          28     1.50000      COMB14         Min     -0.2596    -31.4226        28-4     0.00000 
          28     2.00000      COMB14         Min     -0.0842    -61.1859        28-4     0.50000 
          28     2.00000      COMB14         Min     -0.0842    -61.1859        28-5     0.00000 
          28     2.35000      COMB14         Min     -0.3924    -73.3415        28-5     0.35000 
          28     0.15000         INV         Max      0.4074    108.8968        28-1     0.15000 
          28     0.50000         INV         Max      0.1185     63.0230        28-1     0.50000 
          28     0.50000         INV         Max      0.1185     63.0230        28-2     0.00000 
          28     1.00000         INV         Max      0.2624      9.9705        28-2     0.50000 
          28     1.00000         INV         Max      0.2624      9.9705        28-3     0.00000 
          28     1.25000         INV         Max      0.2599     -8.4452        28-3     0.25000 
          28     1.50000         INV         Max      0.2597    -23.0172        28-3     0.50000 
          28     1.50000         INV         Max      0.2597    -23.0172        28-4     0.00000 
          28     2.00000         INV         Max      0.0846    -41.0487        28-4     0.50000 
          28     2.00000         INV         Max      0.0846    -41.0487        28-5     0.00000 
          28     2.35000         INV         Max      0.3928    -46.2706        28-5     0.35000 
          28     0.15000         INV         Min     -0.4076     76.2405        28-1     0.15000 
          28     0.50000         INV         Min     -0.1186     42.4517        28-1     0.50000 
          28     0.50000         INV         Min     -0.1186     42.4517        28-2     0.00000 
          28     1.00000         INV         Min     -0.2623      4.8096        28-2     0.50000 
          28     1.00000         INV         Min     -0.2623      4.8096        28-3     0.00000 
          28     1.25000         INV         Min     -0.2598    -10.0686        28-3     0.25000 
          28     1.50000         INV         Min     -0.2596    -31.4226        28-3     0.50000 
          28     1.50000         INV         Min     -0.2596    -31.4226        28-4     0.00000 
          28     2.00000         INV         Min     -0.0842    -61.1859        28-4     0.50000 
          28     2.00000         INV         Min     -0.0842    -61.1859        28-5     0.00000 
          28     2.35000         INV         Min     -0.3924    -73.3415        28-5     0.35000 
          29     0.15000          PP               2.447E-05     25.6856        29-1     0.15000 
          29     0.50000          PP               3.152E-06      9.6937        29-1     0.50000 
          29     0.50000          PP               3.152E-06      9.6937        29-2     0.00000 
          29     1.00000          PP              -2.730E-05     -4.4523        29-2     0.50000 
          29     1.00000          PP              -2.730E-05     -4.4523        29-3     0.00000 
          29     1.25000          PP              -4.252E-05     -6.9781        29-3     0.25000 
          29     1.50000          PP              -5.774E-05    -10.5087        29-3     0.50000 
          29     1.50000          PP              -5.774E-05    -10.5087        29-4     0.00000 
          29     2.00000          PP              -8.819E-05     -8.4800        29-4     0.50000 
          29     2.00000          PP              -8.819E-05     -8.4800        29-5     0.00000 
          29     2.35000          PP              -1.095E-04     -0.9787        29-5     0.35000 
          29     0.15000        PERM               1.397E-04     23.6378        29-1     0.15000 
          29     0.50000        PERM               3.025E-05     14.1476        29-1     0.50000 
          29     0.50000        PERM               3.025E-05     14.1476        29-2     0.00000 
          29     1.00000        PERM              -1.261E-04      2.7942        29-2     0.50000 
          29     1.00000        PERM              -1.261E-04      2.7942        29-3     0.00000 
          29     1.25000        PERM              -2.043E-04     -1.7214        29-3     0.25000 
          29     1.50000        PERM              -2.825E-04     -6.5495        29-3     0.50000 
          29     1.50000        PERM              -2.825E-04     -6.5495        29-4     0.00000 
          29     2.00000        PERM              -4.388E-04    -13.8902        29-4     0.50000 
          29     2.00000        PERM              -4.388E-04    -13.8902        29-5     0.00000 
          29     2.35000        PERM              -5.483E-04    -17.4991        29-5     0.35000 
          29     0.15000        NEVE               9.558E-05     16.1574        29-1     0.15000 
          29     0.50000        NEVE               2.069E-05      9.7539        29-1     0.50000 
          29     0.50000        NEVE               2.069E-05      9.7539        29-2     0.00000 
          29     1.00000        NEVE              -8.629E-05      1.9858        29-2     0.50000 
          29     1.00000        NEVE              -8.629E-05      1.9858        29-3     0.00000 
          29     1.25000        NEVE              -1.398E-04     -1.2107        29-3     0.25000 
          29     1.50000        NEVE              -1.933E-04     -4.4072        29-3     0.50000 
          29     1.50000        NEVE              -1.933E-04     -4.4072        29-4     0.00000 
          29     2.00000        NEVE              -3.003E-04     -9.4299        29-4     0.50000 
          29     2.00000        NEVE              -3.003E-04     -9.4299        29-5     0.00000 
          29     2.35000        NEVE              -3.752E-04    -11.9889        29-5     0.35000 
          29     0.15000      VENTOX               5.243E-05     -3.7138        29-1     0.15000 
          29     0.50000      VENTOX               1.560E-05     -2.2209        29-1     0.50000 
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          29     0.50000      VENTOX               1.560E-05     -2.2209        29-2     0.00000 
          29     1.00000      VENTOX              -3.701E-05     -0.4283        29-2     0.50000 
          29     1.00000      VENTOX              -3.701E-05     -0.4283        29-3     0.00000 
          29     1.25000      VENTOX              -6.331E-05      0.2985        29-3     0.25000 
          29     1.50000      VENTOX              -8.962E-05      1.0253        29-3     0.50000 
          29     1.50000      VENTOX              -8.962E-05      1.0253        29-4     0.00000 
          29     2.00000      VENTOX              -1.422E-04      2.1410        29-4     0.50000 
          29     2.00000      VENTOX              -1.422E-04      2.1410        29-5     0.00000 
          29     2.35000      VENTOX              -1.791E-04      2.6859        29-5     0.35000 
          29     0.15000      VENTOY                 -0.0134     -1.2607        29-1     0.15000 
          29     0.50000      VENTOY                 -0.0044     -0.5760        29-1     0.50000 
          29     0.50000      VENTOY                 -0.0044     -0.5760        29-2     0.00000 
          29     1.00000      VENTOY                  0.0084      0.0926        29-2     0.50000 
          29     1.00000      VENTOY                  0.0084      0.0926        29-3     0.00000 
          29     1.25000      VENTOY                  0.0148      0.2725        29-3     0.25000 
          29     1.50000      VENTOY                  0.0213      0.4523        29-3     0.50000 
          29     1.50000      VENTOY                  0.0213      0.4523        29-4     0.00000 
          29     2.00000      VENTOY                  0.0341      0.5031        29-4     0.50000 
          29     2.00000      VENTOY                  0.0341      0.5031        29-5     0.00000 
          29     2.35000      VENTOY                  0.0431      0.3226        29-5     0.35000 
          29     0.15000      SISMAX         Max      0.0598      3.8609        29-1     0.15000 
          29     0.50000      SISMAX         Max      0.0377      2.6350        29-1     0.50000 
          29     0.50000      SISMAX         Max      0.0377      2.6350        29-2     0.00000 
          29     1.00000      SISMAX         Max      0.0713      0.8816        29-2     0.50000 
          29     1.00000      SISMAX         Max      0.0713      0.8816        29-3     0.00000 
          29     1.25000      SISMAX         Max      0.0700      0.0034        29-3     0.25000 
          29     1.50000      SISMAX         Max      0.0713      0.8750        29-3     0.50000 
          29     1.50000      SISMAX         Max      0.0713      0.8750        29-4     0.00000 
          29     2.00000      SISMAX         Max      0.0527      2.6359        29-4     0.50000 
          29     2.00000      SISMAX         Max      0.0527      2.6359        29-5     0.00000 
          29     2.35000      SISMAX         Max      0.0835      3.8724        29-5     0.35000 
          29     0.15000      SISMAY         Max      0.3916      9.1906        29-1     0.15000 
          29     0.50000      SISMAY         Max      0.0768      6.1848        29-1     0.50000 
          29     0.50000      SISMAY         Max      0.0768      6.1848        29-2     0.00000 
          29     1.00000      SISMAY         Max      0.2653      1.9815        29-2     0.50000 
          29     1.00000      SISMAY         Max      0.2653      1.9815        29-3     0.00000 
          29     1.25000      SISMAY         Max      0.2680      0.0772        29-3     0.25000 
          29     1.50000      SISMAY         Max      0.2722      2.1340        29-3     0.50000 
          29     1.50000      SISMAY         Max      0.2722      2.1340        29-4     0.00000 
          29     2.00000      SISMAY         Max      0.1130      6.1645        29-4     0.50000 
          29     2.00000      SISMAY         Max      0.1130      6.1645        29-5     0.00000 
          29     2.35000      SISMAY         Max      0.4005      8.9280        29-5     0.35000 
          29     0.15000        TERM               4.077E-05     -1.1811        29-1     0.15000 
          29     0.50000        TERM               7.792E-06     -0.7989        29-1     0.50000 
          29     0.50000        TERM               7.792E-06     -0.7989        29-2     0.00000 
          29     1.00000        TERM              -3.931E-05     -0.2601        29-2     0.50000 
          29     1.00000        TERM              -3.931E-05     -0.2601        29-3     0.00000 
          29     1.25000        TERM              -6.286E-05      0.0058        29-3     0.25000 
          29     1.50000        TERM              -8.642E-05      0.2718        29-3     0.50000 
          29     1.50000        TERM              -8.642E-05      0.2718        29-4     0.00000 
          29     2.00000        TERM              -1.335E-04      0.7973        29-4     0.50000 
          29     2.00000        TERM              -1.335E-04      0.7973        29-5     0.00000 
          29     2.35000        TERM              -1.665E-04      1.1610        29-5     0.35000 
          29     0.15000       COMB1         Max   2.049E-04     48.1423        29-1     0.15000 
          29     0.50000       COMB1         Max   4.119E-05     23.0424        29-1     0.50000 
          29     0.50000       COMB1         Max   4.119E-05     23.0424        29-2     0.00000 
          29     1.00000       COMB1         Max  -1.927E-04     -1.9182        29-2     0.50000 
          29     1.00000       COMB1         Max  -1.927E-04     -1.9182        29-3     0.00000 
          29     1.25000       COMB1         Max  -3.097E-04     -8.6937        29-3     0.25000 
          29     1.50000       COMB1         Max  -4.266E-04    -16.7864        29-3     0.50000 
          29     1.50000       COMB1         Max  -4.266E-04    -16.7864        29-4     0.00000 
          29     2.00000       COMB1         Max  -6.606E-04    -21.5728        29-4     0.50000 
          29     2.00000       COMB1         Max  -6.606E-04    -21.5728        29-5     0.00000 
          29     2.35000       COMB1         Max  -8.243E-04    -17.3168        29-5     0.35000 
          29     0.15000       COMB1         Min   2.049E-04     48.1423        29-1     0.15000 
          29     0.50000       COMB1         Min   4.119E-05     23.0424        29-1     0.50000 
          29     0.50000       COMB1         Min   4.119E-05     23.0424        29-2     0.00000 
          29     1.00000       COMB1         Min  -1.927E-04     -1.9182        29-2     0.50000 
          29     1.00000       COMB1         Min  -1.927E-04     -1.9182        29-3     0.00000 
          29     1.25000       COMB1         Min  -3.097E-04     -8.6937        29-3     0.25000 
          29     1.50000       COMB1         Min  -4.266E-04    -16.7864        29-3     0.50000 
          29     1.50000       COMB1         Min  -4.266E-04    -16.7864        29-4     0.00000 
          29     2.00000       COMB1         Min  -6.606E-04    -21.5728        29-4     0.50000 
          29     2.00000       COMB1         Min  -6.606E-04    -21.5728        29-5     0.00000 
          29     2.35000       COMB1         Min  -8.243E-04    -17.3168        29-5     0.35000 
          29     0.15000       COMB2         Max   3.005E-04     64.2997        29-1     0.15000 
          29     0.50000       COMB2         Max   6.188E-05     32.7962        29-1     0.50000 
          29     0.50000       COMB2         Max   6.188E-05     32.7962        29-2     0.00000 
          29     1.00000       COMB2         Max  -2.790E-04      0.0676        29-2     0.50000 
          29     1.00000       COMB2         Max  -2.790E-04      0.0676        29-3     0.00000 
          29     1.25000       COMB2         Max  -4.495E-04     -9.9044        29-3     0.25000 
          29     1.50000       COMB2         Max  -6.199E-04    -21.1936        29-3     0.50000 
          29     1.50000       COMB2         Max  -6.199E-04    -21.1936        29-4     0.00000 
          29     2.00000       COMB2         Max  -9.608E-04    -31.0027        29-4     0.50000 
          29     2.00000       COMB2         Max  -9.608E-04    -31.0027        29-5     0.00000 
          29     2.35000       COMB2         Max     -0.0012    -29.3057        29-5     0.35000 
          29     0.15000       COMB2         Min   3.005E-04     64.2997        29-1     0.15000 
          29     0.50000       COMB2         Min   6.188E-05     32.7962        29-1     0.50000 
          29     0.50000       COMB2         Min   6.188E-05     32.7962        29-2     0.00000 
          29     1.00000       COMB2         Min  -2.790E-04      0.0676        29-2     0.50000 
          29     1.00000       COMB2         Min  -2.790E-04      0.0676        29-3     0.00000 
          29     1.25000       COMB2         Min  -4.495E-04     -9.9044        29-3     0.25000 
          29     1.50000       COMB2         Min  -6.199E-04    -21.1936        29-3     0.50000 
          29     1.50000       COMB2         Min  -6.199E-04    -21.1936        29-4     0.00000 
          29     2.00000       COMB2         Min  -9.608E-04    -31.0027        29-4     0.50000 
          29     2.00000       COMB2         Min  -9.608E-04    -31.0027        29-5     0.00000 
          29     2.35000       COMB2         Min     -0.0012    -29.3057        29-5     0.35000 
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          29     0.15000       COMB3         Max   2.574E-04     44.4285        29-1     0.15000 
          29     0.50000       COMB3         Max   5.679E-05     20.8215        29-1     0.50000 
          29     0.50000       COMB3         Max   5.679E-05     20.8215        29-2     0.00000 
          29     1.00000       COMB3         Max  -2.297E-04     -2.3465        29-2     0.50000 
          29     1.00000       COMB3         Max  -2.297E-04     -2.3465        29-3     0.00000 
          29     1.25000       COMB3         Max  -3.730E-04     -8.3952        29-3     0.25000 
          29     1.50000       COMB3         Max  -5.163E-04    -15.7610        29-3     0.50000 
          29     1.50000       COMB3         Max  -5.163E-04    -15.7610        29-4     0.00000 
          29     2.00000       COMB3         Max  -8.028E-04    -19.4318        29-4     0.50000 
          29     2.00000       COMB3         Max  -8.028E-04    -19.4318        29-5     0.00000 
          29     2.35000       COMB3         Max     -0.0010    -14.6309        29-5     0.35000 
          29     0.15000       COMB3         Min   2.574E-04     44.4285        29-1     0.15000 
          29     0.50000       COMB3         Min   5.679E-05     20.8215        29-1     0.50000 
          29     0.50000       COMB3         Min   5.679E-05     20.8215        29-2     0.00000 
          29     1.00000       COMB3         Min  -2.297E-04     -2.3465        29-2     0.50000 
          29     1.00000       COMB3         Min  -2.297E-04     -2.3465        29-3     0.00000 
          29     1.25000       COMB3         Min  -3.730E-04     -8.3952        29-3     0.25000 
          29     1.50000       COMB3         Min  -5.163E-04    -15.7610        29-3     0.50000 
          29     1.50000       COMB3         Min  -5.163E-04    -15.7610        29-4     0.00000 
          29     2.00000       COMB3         Min  -8.028E-04    -19.4318        29-4     0.50000 
          29     2.00000       COMB3         Min  -8.028E-04    -19.4318        29-5     0.00000 
          29     2.35000       COMB3         Min     -0.0010    -14.6309        29-5     0.35000 
          29     0.15000       COMB4         Max     -0.0132     46.8816        29-1     0.15000 
          29     0.50000       COMB4         Max     -0.0044     22.4663        29-1     0.50000 
          29     0.50000       COMB4         Max     -0.0044     22.4663        29-2     0.00000 
          29     1.00000       COMB4         Max      0.0082     -1.8256        29-2     0.50000 
          29     1.00000       COMB4         Max      0.0082     -1.8256        29-3     0.00000 
          29     1.25000       COMB4         Max      0.0145     -8.4212        29-3     0.25000 
          29     1.50000       COMB4         Max      0.0208    -16.3341        29-3     0.50000 
          29     1.50000       COMB4         Max      0.0208    -16.3341        29-4     0.00000 
          29     2.00000       COMB4         Max      0.0335    -21.0697        29-4     0.50000 
          29     2.00000       COMB4         Max      0.0335    -21.0697        29-5     0.00000 
          29     2.35000       COMB4         Max      0.0423    -16.9942        29-5     0.35000 
          29     0.15000       COMB4         Min     -0.0132     46.8816        29-1     0.15000 
          29     0.50000       COMB4         Min     -0.0044     22.4663        29-1     0.50000 
          29     0.50000       COMB4         Min     -0.0044     22.4663        29-2     0.00000 
          29     1.00000       COMB4         Min      0.0082     -1.8256        29-2     0.50000 
          29     1.00000       COMB4         Min      0.0082     -1.8256        29-3     0.00000 
          29     1.25000       COMB4         Min      0.0145     -8.4212        29-3     0.25000 
          29     1.50000       COMB4         Min      0.0208    -16.3341        29-3     0.50000 
          29     1.50000       COMB4         Min      0.0208    -16.3341        29-4     0.00000 
          29     2.00000       COMB4         Min      0.0335    -21.0697        29-4     0.50000 
          29     2.00000       COMB4         Min      0.0335    -21.0697        29-5     0.00000 
          29     2.35000       COMB4         Min      0.0423    -16.9942        29-5     0.35000 
          29     0.15000       COMB5         Max   3.529E-04     60.5859        29-1     0.15000 
          29     0.50000       COMB5         Max   7.749E-05     30.5754        29-1     0.50000 
          29     0.50000       COMB5         Max   7.749E-05     30.5754        29-2     0.00000 
          29     1.00000       COMB5         Max  -3.160E-04     -0.3607        29-2     0.50000 
          29     1.00000       COMB5         Max  -3.160E-04     -0.3607        29-3     0.00000 
          29     1.25000       COMB5         Max  -5.128E-04     -9.6059        29-3     0.25000 
          29     1.50000       COMB5         Max  -7.095E-04    -20.1683        29-3     0.50000 
          29     1.50000       COMB5         Max  -7.095E-04    -20.1683        29-4     0.00000 
          29     2.00000       COMB5         Max     -0.0011    -28.8617        29-4     0.50000 
          29     2.00000       COMB5         Max     -0.0011    -28.8617        29-5     0.00000 
          29     2.35000       COMB5         Max     -0.0014    -26.6198        29-5     0.35000 
          29     0.15000       COMB5         Min   3.529E-04     60.5859        29-1     0.15000 
          29     0.50000       COMB5         Min   7.749E-05     30.5754        29-1     0.50000 
          29     0.50000       COMB5         Min   7.749E-05     30.5754        29-2     0.00000 
          29     1.00000       COMB5         Min  -3.160E-04     -0.3607        29-2     0.50000 
          29     1.00000       COMB5         Min  -3.160E-04     -0.3607        29-3     0.00000 
          29     1.25000       COMB5         Min  -5.128E-04     -9.6059        29-3     0.25000 
          29     1.50000       COMB5         Min  -7.095E-04    -20.1683        29-3     0.50000 
          29     1.50000       COMB5         Min  -7.095E-04    -20.1683        29-4     0.00000 
          29     2.00000       COMB5         Min     -0.0011    -28.8617        29-4     0.50000 
          29     2.00000       COMB5         Min     -0.0011    -28.8617        29-5     0.00000 
          29     2.35000       COMB5         Min     -0.0014    -26.6198        29-5     0.35000 
          29     0.15000       COMB6         Max     -0.0131     63.0389        29-1     0.15000 
          29     0.50000       COMB6         Max     -0.0044     32.2202        29-1     0.50000 
          29     0.50000       COMB6         Max     -0.0044     32.2202        29-2     0.00000 
          29     1.00000       COMB6         Max      0.0081      0.1602        29-2     0.50000 
          29     1.00000       COMB6         Max      0.0081      0.1602        29-3     0.00000 
          29     1.25000       COMB6         Max      0.0144     -9.6320        29-3     0.25000 
          29     1.50000       COMB6         Max      0.0206    -20.7413        29-3     0.50000 
          29     1.50000       COMB6         Max      0.0206    -20.7413        29-4     0.00000 
          29     2.00000       COMB6         Max      0.0332    -30.4996        29-4     0.50000 
          29     2.00000       COMB6         Max      0.0332    -30.4996        29-5     0.00000 
          29     2.35000       COMB6         Max      0.0419    -28.9831        29-5     0.35000 
          29     0.15000       COMB6         Min     -0.0131     63.0389        29-1     0.15000 
          29     0.50000       COMB6         Min     -0.0044     32.2202        29-1     0.50000 
          29     0.50000       COMB6         Min     -0.0044     32.2202        29-2     0.00000 
          29     1.00000       COMB6         Min      0.0081      0.1602        29-2     0.50000 
          29     1.00000       COMB6         Min      0.0081      0.1602        29-3     0.00000 
          29     1.25000       COMB6         Min      0.0144     -9.6320        29-3     0.25000 
          29     1.50000       COMB6         Min      0.0206    -20.7413        29-3     0.50000 
          29     1.50000       COMB6         Min      0.0206    -20.7413        29-4     0.00000 
          29     2.00000       COMB6         Min      0.0332    -30.4996        29-4     0.50000 
          29     2.00000       COMB6         Min      0.0332    -30.4996        29-5     0.00000 
          29     2.35000       COMB6         Min      0.0419    -28.9831        29-5     0.35000 
          29     0.15000       COMB7         Max   1.234E-04     50.5044        29-1     0.15000 
          29     0.50000       COMB7         Max   2.561E-05     24.6402        29-1     0.50000 
          29     0.50000       COMB7         Max   2.561E-05     24.6402        29-2     0.00000 
          29     1.00000       COMB7         Max  -1.141E-04     -1.3979        29-2     0.50000 
          29     1.00000       COMB7         Max  -1.141E-04     -1.3979        29-3     0.00000 
          29     1.25000       COMB7         Max  -1.840E-04     -8.7054        29-3     0.25000 
          29     1.50000       COMB7         Max  -2.538E-04    -17.3300        29-3     0.50000 
          29     1.50000       COMB7         Max  -2.538E-04    -17.3300        29-4     0.00000 
          29     2.00000       COMB7         Max  -3.935E-04    -23.1675        29-4     0.50000 
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          29     2.00000       COMB7         Max  -3.935E-04    -23.1675        29-5     0.00000 
          29     2.35000       COMB7         Max  -4.913E-04    -19.6388        29-5     0.35000 
          29     0.15000       COMB7         Min   1.234E-04     50.5044        29-1     0.15000 
          29     0.50000       COMB7         Min   2.561E-05     24.6402        29-1     0.50000 
          29     0.50000       COMB7         Min   2.561E-05     24.6402        29-2     0.00000 
          29     1.00000       COMB7         Min  -1.141E-04     -1.3979        29-2     0.50000 
          29     1.00000       COMB7         Min  -1.141E-04     -1.3979        29-3     0.00000 
          29     1.25000       COMB7         Min  -1.840E-04     -8.7054        29-3     0.25000 
          29     1.50000       COMB7         Min  -2.538E-04    -17.3300        29-3     0.50000 
          29     1.50000       COMB7         Min  -2.538E-04    -17.3300        29-4     0.00000 
          29     2.00000       COMB7         Min  -3.935E-04    -23.1675        29-4     0.50000 
          29     2.00000       COMB7         Min  -3.935E-04    -23.1675        29-5     0.00000 
          29     2.35000       COMB7         Min  -4.913E-04    -19.6388        29-5     0.35000 
          29     0.15000       COMB8         Max   2.190E-04     66.6618        29-1     0.15000 
          29     0.50000       COMB8         Max   4.630E-05     34.3941        29-1     0.50000 
          29     0.50000       COMB8         Max   4.630E-05     34.3941        29-2     0.00000 
          29     1.00000       COMB8         Max  -2.004E-04      0.5879        29-2     0.50000 
          29     1.00000       COMB8         Max  -2.004E-04      0.5879        29-3     0.00000 
          29     1.25000       COMB8         Max  -3.237E-04     -9.9161        29-3     0.25000 
          29     1.50000       COMB8         Max  -4.471E-04    -21.7372        29-3     0.50000 
          29     1.50000       COMB8         Max  -4.471E-04    -21.7372        29-4     0.00000 
          29     2.00000       COMB8         Max  -6.938E-04    -32.5974        29-4     0.50000 
          29     2.00000       COMB8         Max  -6.938E-04    -32.5974        29-5     0.00000 
          29     2.35000       COMB8         Max  -8.665E-04    -31.6276        29-5     0.35000 
          29     0.15000       COMB8         Min   2.190E-04     66.6618        29-1     0.15000 
          29     0.50000       COMB8         Min   4.630E-05     34.3941        29-1     0.50000 
          29     0.50000       COMB8         Min   4.630E-05     34.3941        29-2     0.00000 
          29     1.00000       COMB8         Min  -2.004E-04      0.5879        29-2     0.50000 
          29     1.00000       COMB8         Min  -2.004E-04      0.5879        29-3     0.00000 
          29     1.25000       COMB8         Min  -3.237E-04     -9.9161        29-3     0.25000 
          29     1.50000       COMB8         Min  -4.471E-04    -21.7372        29-3     0.50000 
          29     1.50000       COMB8         Min  -4.471E-04    -21.7372        29-4     0.00000 
          29     2.00000       COMB8         Min  -6.938E-04    -32.5974        29-4     0.50000 
          29     2.00000       COMB8         Min  -6.938E-04    -32.5974        29-5     0.00000 
          29     2.35000       COMB8         Min  -8.665E-04    -31.6276        29-5     0.35000 
          29     0.15000       COMB9         Max   1.758E-04     46.7906        29-1     0.15000 
          29     0.50000       COMB9         Max   4.121E-05     22.4193        29-1     0.50000 
          29     0.50000       COMB9         Max   4.121E-05     22.4193        29-2     0.00000 
          29     1.00000       COMB9         Max  -1.511E-04     -1.8262        29-2     0.50000 
          29     1.00000       COMB9         Max  -1.511E-04     -1.8262        29-3     0.00000 
          29     1.25000       COMB9         Max  -2.473E-04     -8.4068        29-3     0.25000 
          29     1.50000       COMB9         Max  -3.434E-04    -16.3047        29-3     0.50000 
          29     1.50000       COMB9         Max  -3.434E-04    -16.3047        29-4     0.00000 
          29     2.00000       COMB9         Max  -5.357E-04    -21.0265        29-4     0.50000 
          29     2.00000       COMB9         Max  -5.357E-04    -21.0265        29-5     0.00000 
          29     2.35000       COMB9         Max  -6.704E-04    -16.9528        29-5     0.35000 
          29     0.15000       COMB9         Min   1.758E-04     46.7906        29-1     0.15000 
          29     0.50000       COMB9         Min   4.121E-05     22.4193        29-1     0.50000 
          29     0.50000       COMB9         Min   4.121E-05     22.4193        29-2     0.00000 
          29     1.00000       COMB9         Min  -1.511E-04     -1.8262        29-2     0.50000 
          29     1.00000       COMB9         Min  -1.511E-04     -1.8262        29-3     0.00000 
          29     1.25000       COMB9         Min  -2.473E-04     -8.4068        29-3     0.25000 
          29     1.50000       COMB9         Min  -3.434E-04    -16.3047        29-3     0.50000 
          29     1.50000       COMB9         Min  -3.434E-04    -16.3047        29-4     0.00000 
          29     2.00000       COMB9         Min  -5.357E-04    -21.0265        29-4     0.50000 
          29     2.00000       COMB9         Min  -5.357E-04    -21.0265        29-5     0.00000 
          29     2.35000       COMB9         Min  -6.704E-04    -16.9528        29-5     0.35000 
          29     0.15000      COMB10         Max     -0.0133     49.2437        29-1     0.15000 
          29     0.50000      COMB10         Max     -0.0044     24.0641        29-1     0.50000 
          29     0.50000      COMB10         Max     -0.0044     24.0641        29-2     0.00000 
          29     1.00000      COMB10         Max      0.0083     -1.3053        29-2     0.50000 
          29     1.00000      COMB10         Max      0.0083     -1.3053        29-3     0.00000 
          29     1.25000      COMB10         Max      0.0147     -8.4329        29-3     0.25000 
          29     1.50000      COMB10         Max      0.0210    -16.8777        29-3     0.50000 
          29     1.50000      COMB10         Max      0.0210    -16.8777        29-4     0.00000 
          29     2.00000      COMB10         Max      0.0337    -22.6644        29-4     0.50000 
          29     2.00000      COMB10         Max      0.0337    -22.6644        29-5     0.00000 
          29     2.35000      COMB10         Max      0.0426    -19.3161        29-5     0.35000 
          29     0.15000      COMB10         Min     -0.0133     49.2437        29-1     0.15000 
          29     0.50000      COMB10         Min     -0.0044     24.0641        29-1     0.50000 
          29     0.50000      COMB10         Min     -0.0044     24.0641        29-2     0.00000 
          29     1.00000      COMB10         Min      0.0083     -1.3053        29-2     0.50000 
          29     1.00000      COMB10         Min      0.0083     -1.3053        29-3     0.00000 
          29     1.25000      COMB10         Min      0.0147     -8.4329        29-3     0.25000 
          29     1.50000      COMB10         Min      0.0210    -16.8777        29-3     0.50000 
          29     1.50000      COMB10         Min      0.0210    -16.8777        29-4     0.00000 
          29     2.00000      COMB10         Min      0.0337    -22.6644        29-4     0.50000 
          29     2.00000      COMB10         Min      0.0337    -22.6644        29-5     0.00000 
          29     2.35000      COMB10         Min      0.0426    -19.3161        29-5     0.35000 
          29     0.15000      COMB11         Max   2.714E-04     62.9480        29-1     0.15000 
          29     0.50000      COMB11         Max   6.190E-05     32.1732        29-1     0.50000 
          29     0.50000      COMB11         Max   6.190E-05     32.1732        29-2     0.00000 
          29     1.00000      COMB11         Max  -2.374E-04      0.1596        29-2     0.50000 
          29     1.00000      COMB11         Max  -2.374E-04      0.1596        29-3     0.00000 
          29     1.25000      COMB11         Max  -3.871E-04     -9.6176        29-3     0.25000 
          29     1.50000      COMB11         Max  -5.367E-04    -20.7119        29-3     0.50000 
          29     1.50000      COMB11         Max  -5.367E-04    -20.7119        29-4     0.00000 
          29     2.00000      COMB11         Max  -8.360E-04    -30.4564        29-4     0.50000 
          29     2.00000      COMB11         Max  -8.360E-04    -30.4564        29-5     0.00000 
          29     2.35000      COMB11         Max     -0.0010    -28.9417        29-5     0.35000 
          29     0.15000      COMB11         Min   2.714E-04     62.9480        29-1     0.15000 
          29     0.50000      COMB11         Min   6.190E-05     32.1732        29-1     0.50000 
          29     0.50000      COMB11         Min   6.190E-05     32.1732        29-2     0.00000 
          29     1.00000      COMB11         Min  -2.374E-04      0.1596        29-2     0.50000 
          29     1.00000      COMB11         Min  -2.374E-04      0.1596        29-3     0.00000 
          29     1.25000      COMB11         Min  -3.871E-04     -9.6176        29-3     0.25000 
          29     1.50000      COMB11         Min  -5.367E-04    -20.7119        29-3     0.50000 
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          29     1.50000      COMB11         Min  -5.367E-04    -20.7119        29-4     0.00000 
          29     2.00000      COMB11         Min  -8.360E-04    -30.4564        29-4     0.50000 
          29     2.00000      COMB11         Min  -8.360E-04    -30.4564        29-5     0.00000 
          29     2.35000      COMB11         Min     -0.0010    -28.9417        29-5     0.35000 
          29     0.15000      COMB12         Max     -0.0132     65.4010        29-1     0.15000 
          29     0.50000      COMB12         Max     -0.0044     33.8180        29-1     0.50000 
          29     0.50000      COMB12         Max     -0.0044     33.8180        29-2     0.00000 
          29     1.00000      COMB12         Max      0.0082      0.6805        29-2     0.50000 
          29     1.00000      COMB12         Max      0.0082      0.6805        29-3     0.00000 
          29     1.25000      COMB12         Max      0.0145     -9.6436        29-3     0.25000 
          29     1.50000      COMB12         Max      0.0208    -21.2849        29-3     0.50000 
          29     1.50000      COMB12         Max      0.0208    -21.2849        29-4     0.00000 
          29     2.00000      COMB12         Max      0.0334    -32.0943        29-4     0.50000 
          29     2.00000      COMB12         Max      0.0334    -32.0943        29-5     0.00000 
          29     2.35000      COMB12         Max      0.0422    -31.3050        29-5     0.35000 
          29     0.15000      COMB12         Min     -0.0132     65.4010        29-1     0.15000 
          29     0.50000      COMB12         Min     -0.0044     33.8180        29-1     0.50000 
          29     0.50000      COMB12         Min     -0.0044     33.8180        29-2     0.00000 
          29     1.00000      COMB12         Min      0.0082      0.6805        29-2     0.50000 
          29     1.00000      COMB12         Min      0.0082      0.6805        29-3     0.00000 
          29     1.25000      COMB12         Min      0.0145     -9.6436        29-3     0.25000 
          29     1.50000      COMB12         Min      0.0208    -21.2849        29-3     0.50000 
          29     1.50000      COMB12         Min      0.0208    -21.2849        29-4     0.00000 
          29     2.00000      COMB12         Min      0.0334    -32.0943        29-4     0.50000 
          29     2.00000      COMB12         Min      0.0334    -32.0943        29-5     0.00000 
          29     2.35000      COMB12         Min      0.0422    -31.3050        29-5     0.35000 
          29     0.15000      COMB13         Max      0.0601     69.3416        29-1     0.15000 
          29     0.50000      COMB13         Max      0.0378     36.2302        29-1     0.50000 
          29     0.50000      COMB13         Max      0.0378     36.2302        29-2     0.00000 
          29     1.00000      COMB13         Max      0.0710      1.2093        29-2     0.50000 
          29     1.00000      COMB13         Max      0.0710      1.2093        29-3     0.00000 
          29     1.25000      COMB13         Max      0.0696     -9.9069        29-3     0.25000 
          29     1.50000      COMB13         Max      0.0708    -20.5905        29-3     0.50000 
          29     1.50000      COMB13         Max      0.0708    -20.5905        29-4     0.00000 
          29     2.00000      COMB13         Max      0.0518    -29.1641        29-4     0.50000 
          29     2.00000      COMB13         Max      0.0518    -29.1641        29-5     0.00000 
          29     2.35000      COMB13         Max      0.0825    -26.5943        29-5     0.35000 
          29     0.15000      COMB13         Min     -0.0596     61.6198        29-1     0.15000 
          29     0.50000      COMB13         Min     -0.0377     30.9601        29-1     0.50000 
          29     0.50000      COMB13         Min     -0.0377     30.9601        29-2     0.00000 
          29     1.00000      COMB13         Min     -0.0715     -0.5539        29-2     0.50000 
          29     1.00000      COMB13         Min     -0.0715     -0.5539        29-3     0.00000 
          29     1.25000      COMB13         Min     -0.0704     -9.9136        29-3     0.25000 
          29     1.50000      COMB13         Min     -0.0718    -22.3404        29-3     0.50000 
          29     1.50000      COMB13         Min     -0.0718    -22.3404        29-4     0.00000 
          29     2.00000      COMB13         Min     -0.0535    -34.4359        29-4     0.50000 
          29     2.00000      COMB13         Min     -0.0535    -34.4359        29-5     0.00000 
          29     2.35000      COMB13         Min     -0.0846    -34.3390        29-5     0.35000 
          29     0.15000      COMB14         Max      0.3919     74.6713        29-1     0.15000 
          29     0.50000      COMB14         Max      0.0769     39.7800        29-1     0.50000 
          29     0.50000      COMB14         Max      0.0769     39.7800        29-2     0.00000 
          29     1.00000      COMB14         Max      0.2650      2.3092        29-2     0.50000 
          29     1.00000      COMB14         Max      0.2650      2.3092        29-3     0.00000 
          29     1.25000      COMB14         Max      0.2676     -9.8330        29-3     0.25000 
          29     1.50000      COMB14         Max      0.2717    -19.3314        29-3     0.50000 
          29     1.50000      COMB14         Max      0.2717    -19.3314        29-4     0.00000 
          29     2.00000      COMB14         Max      0.1122    -25.6356        29-4     0.50000 
          29     2.00000      COMB14         Max      0.1122    -25.6356        29-5     0.00000 
          29     2.35000      COMB14         Max      0.3995    -21.5387        29-5     0.35000 
          29     0.15000      COMB14         Min     -0.3914     56.2902        29-1     0.15000 
          29     0.50000      COMB14         Min     -0.0768     27.4103        29-1     0.50000 
          29     0.50000      COMB14         Min     -0.0768     27.4103        29-2     0.00000 
          29     1.00000      COMB14         Min     -0.2655     -1.6538        29-2     0.50000 
          29     1.00000      COMB14         Min     -0.2655     -1.6538        29-3     0.00000 
          29     1.25000      COMB14         Min     -0.2684     -9.9875        29-3     0.25000 
          29     1.50000      COMB14         Min     -0.2727    -23.5994        29-3     0.50000 
          29     1.50000      COMB14         Min     -0.2727    -23.5994        29-4     0.00000 
          29     2.00000      COMB14         Min     -0.1138    -37.9645        29-4     0.50000 
          29     2.00000      COMB14         Min     -0.1138    -37.9645        29-5     0.00000 
          29     2.35000      COMB14         Min     -0.4016    -39.3946        29-5     0.35000 
          29     0.15000         INV         Max      0.3919     74.6713        29-1     0.15000 
          29     0.50000         INV         Max      0.0769     39.7800        29-1     0.50000 
          29     0.50000         INV         Max      0.0769     39.7800        29-2     0.00000 
          29     1.00000         INV         Max      0.2650      2.3092        29-2     0.50000 
          29     1.00000         INV         Max      0.2650      2.3092        29-3     0.00000 
          29     1.25000         INV         Max      0.2676     -8.3952        29-3     0.25000 
          29     1.50000         INV         Max      0.2717    -15.7610        29-3     0.50000 
          29     1.50000         INV         Max      0.2717    -15.7610        29-4     0.00000 
          29     2.00000         INV         Max      0.1122    -19.4318        29-4     0.50000 
          29     2.00000         INV         Max      0.1122    -19.4318        29-5     0.00000 
          29     2.35000         INV         Max      0.3995    -14.6309        29-5     0.35000 
          29     0.15000         INV         Min     -0.3914     44.4285        29-1     0.15000 
          29     0.50000         INV         Min     -0.0768     20.8215        29-1     0.50000 
          29     0.50000         INV         Min     -0.0768     20.8215        29-2     0.00000 
          29     1.00000         INV         Min     -0.2655     -2.3465        29-2     0.50000 
          29     1.00000         INV         Min     -0.2655     -2.3465        29-3     0.00000 
          29     1.25000         INV         Min     -0.2684     -9.9875        29-3     0.25000 
          29     1.50000         INV         Min     -0.2727    -23.5994        29-3     0.50000 
          29     1.50000         INV         Min     -0.2727    -23.5994        29-4     0.00000 
          29     2.00000         INV         Min     -0.1138    -37.9645        29-4     0.50000 
          29     2.00000         INV         Min     -0.1138    -37.9645        29-5     0.00000 
          29     2.35000         INV         Min     -0.4016    -39.3946        29-5     0.35000 
          30     0.15000          PP               9.060E-05     57.5677        30-1     0.15000 
          30     0.50000          PP               7.967E-05     31.4573        30-1     0.50000 
          30     0.50000          PP               7.967E-05     31.4573        30-2     0.00000 
          30     1.00000          PP               6.406E-05      2.8343        30-2     0.50000 
          30     1.00000          PP               6.406E-05      2.8343        30-3     0.00000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

352/ 799 

 
          30     1.25000          PP               5.626E-05     -6.9458        30-3     0.25000 
          30     1.50000          PP               4.845E-05    -17.7306        30-3     0.50000 
          30     1.50000          PP               4.845E-05    -17.7306        30-4     0.00000 
          30     2.00000          PP               3.284E-05    -30.2522        30-4     0.50000 
          30     2.00000          PP               3.284E-05    -30.2522        30-5     0.00000 
          30     2.35000          PP               2.192E-05    -32.9720        30-5     0.35000 
          30     0.15000        PERM               5.207E-04     36.1551        30-1     0.15000 
          30     0.50000        PERM               4.264E-04     22.7098        30-1     0.50000 
          30     0.50000        PERM               4.264E-04     22.7098        30-2     0.00000 
          30     1.00000        PERM               2.917E-04      5.6785        30-2     0.50000 
          30     1.00000        PERM               2.917E-04      5.6785        30-3     0.00000 
          30     1.25000        PERM               2.244E-04     -1.6918        30-3     0.25000 
          30     1.50000        PERM               1.570E-04     -9.3746        30-3     0.50000 
          30     1.50000        PERM               1.570E-04     -9.3746        30-4     0.00000 
          30     2.00000        PERM               2.234E-05    -22.4604        30-4     0.50000 
          30     2.00000        PERM               2.234E-05    -22.4604        30-5     0.00000 
          30     2.35000        PERM              -7.194E-05    -30.1183        30-5     0.35000 
          30     0.15000        NEVE               3.563E-04     24.7219        30-1     0.15000 
          30     0.50000        NEVE               2.917E-04     15.6123        30-1     0.50000 
          30     0.50000        NEVE               2.917E-04     15.6123        30-2     0.00000 
          30     1.00000        NEVE               1.996E-04      3.9593        30-2     0.50000 
          30     1.00000        NEVE               1.996E-04      3.9593        30-3     0.00000 
          30     1.25000        NEVE               1.535E-04     -1.1905        30-3     0.25000 
          30     1.50000        NEVE               1.074E-04     -6.3402        30-3     0.50000 
          30     1.50000        NEVE               1.074E-04     -6.3402        30-4     0.00000 
          30     2.00000        NEVE               1.529E-05    -15.2936        30-4     0.50000 
          30     2.00000        NEVE               1.529E-05    -15.2936        30-5     0.00000 
          30     2.35000        NEVE              -4.922E-05    -20.6231        30-5     0.35000 
          30     0.15000      VENTOX               1.814E-04     -5.8316        30-1     0.15000 
          30     0.50000      VENTOX               1.433E-04     -3.6692        30-1     0.50000 
          30     0.50000      VENTOX               1.433E-04     -3.6692        30-2     0.00000 
          30     1.00000      VENTOX               8.885E-05     -0.9158        30-2     0.50000 
          30     1.00000      VENTOX               8.885E-05     -0.9158        30-3     0.00000 
          30     1.25000      VENTOX               6.164E-05      0.2938        30-3     0.25000 
          30     1.50000      VENTOX               3.444E-05      1.5035        30-3     0.50000 
          30     1.50000      VENTOX               3.444E-05      1.5035        30-4     0.00000 
          30     2.00000      VENTOX              -1.998E-05      3.5906        30-4     0.50000 
          30     2.00000      VENTOX              -1.998E-05      3.5906        30-5     0.00000 
          30     2.35000      VENTOX              -5.807E-05      4.8199        30-5     0.35000 
          30     0.15000      VENTOY                 -0.0436     -3.0753        30-1     0.15000 
          30     0.50000      VENTOY                 -0.0344     -1.8148        30-1     0.50000 
          30     0.50000      VENTOY                 -0.0344     -1.8148        30-2     0.00000 
          30     1.00000      VENTOY                 -0.0211     -0.3221        30-2     0.50000 
          30     1.00000      VENTOY                 -0.0211     -0.3221        30-3     0.00000 
          30     1.25000      VENTOY                 -0.0145      0.2706        30-3     0.25000 
          30     1.50000      VENTOY                 -0.0078      0.8633        30-3     0.50000 
          30     1.50000      VENTOY                 -0.0078      0.8633        30-4     0.00000 
          30     2.00000      VENTOY                  0.0054      1.7423        30-4     0.50000 
          30     2.00000      VENTOY                  0.0054      1.7423        30-5     0.00000 
          30     2.35000      VENTOY                  0.0147      2.1437        30-5     0.35000 
          30     0.15000      SISMAX         Max      0.0774      4.2332        30-1     0.15000 
          30     0.50000      SISMAX         Max      0.0459      2.8931        30-1     0.50000 
          30     0.50000      SISMAX         Max      0.0459      2.8931        30-2     0.00000 
          30     1.00000      SISMAX         Max      0.0911      0.9720        30-2     0.50000 
          30     1.00000      SISMAX         Max      0.0911      0.9720        30-3     0.00000 
          30     1.25000      SISMAX         Max      0.0894      0.0076        30-3     0.25000 
          30     1.50000      SISMAX         Max      0.0909      0.9570        30-3     0.50000 
          30     1.50000      SISMAX         Max      0.0909      0.9570        30-4     0.00000 
          30     2.00000      SISMAX         Max      0.0683      2.8951        30-4     0.50000 
          30     2.00000      SISMAX         Max      0.0683      2.8951        30-5     0.00000 
          30     2.35000      SISMAX         Max      0.1114      4.2591        30-5     0.35000 
          30     0.15000      SISMAY         Max      0.4040     10.5251        30-1     0.15000 
          30     0.50000      SISMAY         Max      0.1216      7.1046        30-1     0.50000 
          30     0.50000      SISMAY         Max      0.1216      7.1046        30-2     0.00000 
          30     1.00000      SISMAY         Max      0.2606      2.2982        30-2     0.50000 
          30     1.00000      SISMAY         Max      0.2606      2.2982        30-3     0.00000 
          30     1.25000      SISMAY         Max      0.2616      0.0671        30-3     0.25000 
          30     1.50000      SISMAY         Max      0.2650      2.4312        30-3     0.50000 
          30     1.50000      SISMAY         Max      0.2650      2.4312        30-4     0.00000 
          30     2.00000      SISMAY         Max      0.0773      7.0868        30-4     0.50000 
          30     2.00000      SISMAY         Max      0.0773      7.0868        30-5     0.00000 
          30     2.35000      SISMAY         Max      0.3697     10.2961        30-5     0.35000 
          30     0.15000        TERM               1.449E-04     -2.5421        30-1     0.15000 
          30     0.50000        TERM               1.238E-04     -1.7287        30-1     0.50000 
          30     0.50000        TERM               1.238E-04     -1.7287        30-2     0.00000 
          30     1.00000        TERM               9.365E-05     -0.5721        30-2     0.50000 
          30     1.00000        TERM               9.365E-05     -0.5721        30-3     0.00000 
          30     1.25000        TERM               7.859E-05      0.0038        30-3     0.25000 
          30     1.50000        TERM               6.353E-05      0.5797        30-3     0.50000 
          30     1.50000        TERM               6.353E-05      0.5797        30-4     0.00000 
          30     2.00000        TERM               3.341E-05      1.7277        30-4     0.50000 
          30     2.00000        TERM               3.341E-05      1.7277        30-5     0.00000 
          30     2.35000        TERM               1.233E-05      2.5291        30-5     0.35000 
          30     0.15000       COMB1         Max   7.561E-04     91.1807        30-1     0.15000 
          30     0.50000       COMB1         Max   6.298E-04     52.4384        30-1     0.50000 
          30     0.50000       COMB1         Max   6.298E-04     52.4384        30-2     0.00000 
          30     1.00000       COMB1         Max   4.494E-04      7.9406        30-2     0.50000 
          30     1.00000       COMB1         Max   4.494E-04      7.9406        30-3     0.00000 
          30     1.25000       COMB1         Max   3.592E-04     -8.6338        30-3     0.25000 
          30     1.50000       COMB1         Max   2.690E-04    -26.5255        30-3     0.50000 
          30     1.50000       COMB1         Max   2.690E-04    -26.5255        30-4     0.00000 
          30     2.00000       COMB1         Max   8.860E-05    -50.9849        30-4     0.50000 
          30     2.00000       COMB1         Max   8.860E-05    -50.9849        30-5     0.00000 
          30     2.35000       COMB1         Max  -3.770E-05    -60.5613        30-5     0.35000 
          30     0.15000       COMB1         Min   7.561E-04     91.1807        30-1     0.15000 
          30     0.50000       COMB1         Min   6.298E-04     52.4384        30-1     0.50000 
          30     0.50000       COMB1         Min   6.298E-04     52.4384        30-2     0.00000 
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          30     1.00000       COMB1         Min   4.494E-04      7.9406        30-2     0.50000 
          30     1.00000       COMB1         Min   4.494E-04      7.9406        30-3     0.00000 
          30     1.25000       COMB1         Min   3.592E-04     -8.6338        30-3     0.25000 
          30     1.50000       COMB1         Min   2.690E-04    -26.5255        30-3     0.50000 
          30     1.50000       COMB1         Min   2.690E-04    -26.5255        30-4     0.00000 
          30     2.00000       COMB1         Min   8.860E-05    -50.9849        30-4     0.50000 
          30     2.00000       COMB1         Min   8.860E-05    -50.9849        30-5     0.00000 
          30     2.35000       COMB1         Min  -3.770E-05    -60.5613        30-5     0.35000 
          30     0.15000       COMB2         Max      0.0011    115.9025        30-1     0.15000 
          30     0.50000       COMB2         Max   9.216E-04     68.0506        30-1     0.50000 
          30     0.50000       COMB2         Max   9.216E-04     68.0506        30-2     0.00000 
          30     1.00000       COMB2         Max   6.490E-04     11.8999        30-2     0.50000 
          30     1.00000       COMB2         Max   6.490E-04     11.8999        30-3     0.00000 
          30     1.25000       COMB2         Max   5.127E-04     -9.8243        30-3     0.25000 
          30     1.50000       COMB2         Max   3.765E-04    -32.8657        30-3     0.50000 
          30     1.50000       COMB2         Max   3.765E-04    -32.8657        30-4     0.00000 
          30     2.00000       COMB2         Max   1.039E-04    -66.2785        30-4     0.50000 
          30     2.00000       COMB2         Max   1.039E-04    -66.2785        30-5     0.00000 
          30     2.35000       COMB2         Max  -8.692E-05    -81.1843        30-5     0.35000 
          30     0.15000       COMB2         Min      0.0011    115.9025        30-1     0.15000 
          30     0.50000       COMB2         Min   9.216E-04     68.0506        30-1     0.50000 
          30     0.50000       COMB2         Min   9.216E-04     68.0506        30-2     0.00000 
          30     1.00000       COMB2         Min   6.490E-04     11.8999        30-2     0.50000 
          30     1.00000       COMB2         Min   6.490E-04     11.8999        30-3     0.00000 
          30     1.25000       COMB2         Min   5.127E-04     -9.8243        30-3     0.25000 
          30     1.50000       COMB2         Min   3.765E-04    -32.8657        30-3     0.50000 
          30     1.50000       COMB2         Min   3.765E-04    -32.8657        30-4     0.00000 
          30     2.00000       COMB2         Min   1.039E-04    -66.2785        30-4     0.50000 
          30     2.00000       COMB2         Min   1.039E-04    -66.2785        30-5     0.00000 
          30     2.35000       COMB2         Min  -8.692E-05    -81.1843        30-5     0.35000 
          30     0.15000       COMB3         Max   9.375E-04     85.3491        30-1     0.15000 
          30     0.50000       COMB3         Max   7.731E-04     48.7692        30-1     0.50000 
          30     0.50000       COMB3         Max   7.731E-04     48.7692        30-2     0.00000 
          30     1.00000       COMB3         Max   5.383E-04      7.0248        30-2     0.50000 
          30     1.00000       COMB3         Max   5.383E-04      7.0248        30-3     0.00000 
          30     1.25000       COMB3         Max   4.209E-04     -8.3400        30-3     0.25000 
          30     1.50000       COMB3         Max   3.034E-04    -25.0220        30-3     0.50000 
          30     1.50000       COMB3         Max   3.034E-04    -25.0220        30-4     0.00000 
          30     2.00000       COMB3         Max   6.862E-05    -47.3943        30-4     0.50000 
          30     2.00000       COMB3         Max   6.862E-05    -47.3943        30-5     0.00000 
          30     2.35000       COMB3         Max  -9.577E-05    -55.7413        30-5     0.35000 
          30     0.15000       COMB3         Min   9.375E-04     85.3491        30-1     0.15000 
          30     0.50000       COMB3         Min   7.731E-04     48.7692        30-1     0.50000 
          30     0.50000       COMB3         Min   7.731E-04     48.7692        30-2     0.00000 
          30     1.00000       COMB3         Min   5.383E-04      7.0248        30-2     0.50000 
          30     1.00000       COMB3         Min   5.383E-04      7.0248        30-3     0.00000 
          30     1.25000       COMB3         Min   4.209E-04     -8.3400        30-3     0.25000 
          30     1.50000       COMB3         Min   3.034E-04    -25.0220        30-3     0.50000 
          30     1.50000       COMB3         Min   3.034E-04    -25.0220        30-4     0.00000 
          30     2.00000       COMB3         Min   6.862E-05    -47.3943        30-4     0.50000 
          30     2.00000       COMB3         Min   6.862E-05    -47.3943        30-5     0.00000 
          30     2.35000       COMB3         Min  -9.577E-05    -55.7413        30-5     0.35000 
          30     0.15000       COMB4         Max     -0.0429     88.1054        30-1     0.15000 
          30     0.50000       COMB4         Max     -0.0337     50.6236        30-1     0.50000 
          30     0.50000       COMB4         Max     -0.0337     50.6236        30-2     0.00000 
          30     1.00000       COMB4         Max     -0.0206      7.6185        30-2     0.50000 
          30     1.00000       COMB4         Max     -0.0206      7.6185        30-3     0.00000 
          30     1.25000       COMB4         Max     -0.0141     -8.3633        30-3     0.25000 
          30     1.50000       COMB4         Max     -0.0076    -25.6622        30-3     0.50000 
          30     1.50000       COMB4         Max     -0.0076    -25.6622        30-4     0.00000 
          30     2.00000       COMB4         Max      0.0055    -49.2425        30-4     0.50000 
          30     2.00000       COMB4         Max      0.0055    -49.2425        30-5     0.00000 
          30     2.35000       COMB4         Max      0.0147    -58.4176        30-5     0.35000 
          30     0.15000       COMB4         Min     -0.0429     88.1054        30-1     0.15000 
          30     0.50000       COMB4         Min     -0.0337     50.6236        30-1     0.50000 
          30     0.50000       COMB4         Min     -0.0337     50.6236        30-2     0.00000 
          30     1.00000       COMB4         Min     -0.0206      7.6185        30-2     0.50000 
          30     1.00000       COMB4         Min     -0.0206      7.6185        30-3     0.00000 
          30     1.25000       COMB4         Min     -0.0141     -8.3633        30-3     0.25000 
          30     1.50000       COMB4         Min     -0.0076    -25.6622        30-3     0.50000 
          30     1.50000       COMB4         Min     -0.0076    -25.6622        30-4     0.00000 
          30     2.00000       COMB4         Min      0.0055    -49.2425        30-4     0.50000 
          30     2.00000       COMB4         Min      0.0055    -49.2425        30-5     0.00000 
          30     2.35000       COMB4         Min      0.0147    -58.4176        30-5     0.35000 
          30     0.15000       COMB5         Max      0.0013    110.0709        30-1     0.15000 
          30     0.50000       COMB5         Max      0.0011     64.3814        30-1     0.50000 
          30     0.50000       COMB5         Max      0.0011     64.3814        30-2     0.00000 
          30     1.00000       COMB5         Max   7.379E-04     10.9840        30-2     0.50000 
          30     1.00000       COMB5         Max   7.379E-04     10.9840        30-3     0.00000 
          30     1.25000       COMB5         Max   5.744E-04     -9.5305        30-3     0.25000 
          30     1.50000       COMB5         Max   4.109E-04    -31.3622        30-3     0.50000 
          30     1.50000       COMB5         Max   4.109E-04    -31.3622        30-4     0.00000 
          30     2.00000       COMB5         Max   8.390E-05    -62.6879        30-4     0.50000 
          30     2.00000       COMB5         Max   8.390E-05    -62.6879        30-5     0.00000 
          30     2.35000       COMB5         Max  -1.450E-04    -76.3644        30-5     0.35000 
          30     0.15000       COMB5         Min      0.0013    110.0709        30-1     0.15000 
          30     0.50000       COMB5         Min      0.0011     64.3814        30-1     0.50000 
          30     0.50000       COMB5         Min      0.0011     64.3814        30-2     0.00000 
          30     1.00000       COMB5         Min   7.379E-04     10.9840        30-2     0.50000 
          30     1.00000       COMB5         Min   7.379E-04     10.9840        30-3     0.00000 
          30     1.25000       COMB5         Min   5.744E-04     -9.5305        30-3     0.25000 
          30     1.50000       COMB5         Min   4.109E-04    -31.3622        30-3     0.50000 
          30     1.50000       COMB5         Min   4.109E-04    -31.3622        30-4     0.00000 
          30     2.00000       COMB5         Min   8.390E-05    -62.6879        30-4     0.50000 
          30     2.00000       COMB5         Min   8.390E-05    -62.6879        30-5     0.00000 
          30     2.35000       COMB5         Min  -1.450E-04    -76.3644        30-5     0.35000 
          30     0.15000       COMB6         Max     -0.0425    112.8272        30-1     0.15000 
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          30     0.50000       COMB6         Max     -0.0334     66.2359        30-1     0.50000 
          30     0.50000       COMB6         Max     -0.0334     66.2359        30-2     0.00000 
          30     1.00000       COMB6         Max     -0.0204     11.5777        30-2     0.50000 
          30     1.00000       COMB6         Max     -0.0204     11.5777        30-3     0.00000 
          30     1.25000       COMB6         Max     -0.0140     -9.5537        30-3     0.25000 
          30     1.50000       COMB6         Max     -0.0075    -32.0024        30-3     0.50000 
          30     1.50000       COMB6         Max     -0.0075    -32.0024        30-4     0.00000 
          30     2.00000       COMB6         Max      0.0055    -64.5362        30-4     0.50000 
          30     2.00000       COMB6         Max      0.0055    -64.5362        30-5     0.00000 
          30     2.35000       COMB6         Max      0.0146    -79.0407        30-5     0.35000 
          30     0.15000       COMB6         Min     -0.0425    112.8272        30-1     0.15000 
          30     0.50000       COMB6         Min     -0.0334     66.2359        30-1     0.50000 
          30     0.50000       COMB6         Min     -0.0334     66.2359        30-2     0.00000 
          30     1.00000       COMB6         Min     -0.0204     11.5777        30-2     0.50000 
          30     1.00000       COMB6         Min     -0.0204     11.5777        30-3     0.00000 
          30     1.25000       COMB6         Min     -0.0140     -9.5537        30-3     0.25000 
          30     1.50000       COMB6         Min     -0.0075    -32.0024        30-3     0.50000 
          30     1.50000       COMB6         Min     -0.0075    -32.0024        30-4     0.00000 
          30     2.00000       COMB6         Min      0.0055    -64.5362        30-4     0.50000 
          30     2.00000       COMB6         Min      0.0055    -64.5362        30-5     0.00000 
          30     2.35000       COMB6         Min      0.0146    -79.0407        30-5     0.35000 
          30     0.15000       COMB7         Max   4.664E-04     96.2649        30-1     0.15000 
          30     0.50000       COMB7         Max   3.823E-04     55.8958        30-1     0.50000 
          30     0.50000       COMB7         Max   3.823E-04     55.8958        30-2     0.00000 
          30     1.00000       COMB7         Max   2.621E-04      9.0849        30-2     0.50000 
          30     1.00000       COMB7         Max   2.621E-04      9.0849        30-3     0.00000 
          30     1.25000       COMB7         Max   2.020E-04     -8.6414        30-3     0.25000 
          30     1.50000       COMB7         Max   1.420E-04    -27.6849        30-3     0.50000 
          30     1.50000       COMB7         Max   1.420E-04    -27.6849        30-4     0.00000 
          30     2.00000       COMB7         Max   2.178E-05    -54.4403        30-4     0.50000 
          30     2.00000       COMB7         Max   2.178E-05    -54.4403        30-5     0.00000 
          30     2.35000       COMB7         Max  -6.235E-05    -65.6194        30-5     0.35000 
          30     0.15000       COMB7         Min   4.664E-04     96.2649        30-1     0.15000 
          30     0.50000       COMB7         Min   3.823E-04     55.8958        30-1     0.50000 
          30     0.50000       COMB7         Min   3.823E-04     55.8958        30-2     0.00000 
          30     1.00000       COMB7         Min   2.621E-04      9.0849        30-2     0.50000 
          30     1.00000       COMB7         Min   2.621E-04      9.0849        30-3     0.00000 
          30     1.25000       COMB7         Min   2.020E-04     -8.6414        30-3     0.25000 
          30     1.50000       COMB7         Min   1.420E-04    -27.6849        30-3     0.50000 
          30     1.50000       COMB7         Min   1.420E-04    -27.6849        30-4     0.00000 
          30     2.00000       COMB7         Min   2.178E-05    -54.4403        30-4     0.50000 
          30     2.00000       COMB7         Min   2.178E-05    -54.4403        30-5     0.00000 
          30     2.35000       COMB7         Min  -6.235E-05    -65.6194        30-5     0.35000 
          30     0.15000       COMB8         Max   8.227E-04    120.9868        30-1     0.15000 
          30     0.50000       COMB8         Max   6.740E-04     71.5081        30-1     0.50000 
          30     0.50000       COMB8         Max   6.740E-04     71.5081        30-2     0.00000 
          30     1.00000       COMB8         Max   4.617E-04     13.0441        30-2     0.50000 
          30     1.00000       COMB8         Max   4.617E-04     13.0441        30-3     0.00000 
          30     1.25000       COMB8         Max   3.556E-04     -9.8319        30-3     0.25000 
          30     1.50000       COMB8         Max   2.494E-04    -34.0251        30-3     0.50000 
          30     1.50000       COMB8         Max   2.494E-04    -34.0251        30-4     0.00000 
          30     2.00000       COMB8         Max   3.706E-05    -69.7339        30-4     0.50000 
          30     2.00000       COMB8         Max   3.706E-05    -69.7339        30-5     0.00000 
          30     2.35000       COMB8         Max  -1.116E-04    -86.2425        30-5     0.35000 
          30     0.15000       COMB8         Min   8.227E-04    120.9868        30-1     0.15000 
          30     0.50000       COMB8         Min   6.740E-04     71.5081        30-1     0.50000 
          30     0.50000       COMB8         Min   6.740E-04     71.5081        30-2     0.00000 
          30     1.00000       COMB8         Min   4.617E-04     13.0441        30-2     0.50000 
          30     1.00000       COMB8         Min   4.617E-04     13.0441        30-3     0.00000 
          30     1.25000       COMB8         Min   3.556E-04     -9.8319        30-3     0.25000 
          30     1.50000       COMB8         Min   2.494E-04    -34.0251        30-3     0.50000 
          30     1.50000       COMB8         Min   2.494E-04    -34.0251        30-4     0.00000 
          30     2.00000       COMB8         Min   3.706E-05    -69.7339        30-4     0.50000 
          30     2.00000       COMB8         Min   3.706E-05    -69.7339        30-5     0.00000 
          30     2.35000       COMB8         Min  -1.116E-04    -86.2425        30-5     0.35000 
          30     0.15000       COMB9         Max   6.478E-04     90.4334        30-1     0.15000 
          30     0.50000       COMB9         Max   5.256E-04     52.2266        30-1     0.50000 
          30     0.50000       COMB9         Max   5.256E-04     52.2266        30-2     0.00000 
          30     1.00000       COMB9         Max   3.510E-04      8.1690        30-2     0.50000 
          30     1.00000       COMB9         Max   3.510E-04      8.1690        30-3     0.00000 
          30     1.25000       COMB9         Max   2.637E-04     -8.3476        30-3     0.25000 
          30     1.50000       COMB9         Max   1.764E-04    -26.1814        30-3     0.50000 
          30     1.50000       COMB9         Max   1.764E-04    -26.1814        30-4     0.00000 
          30     2.00000       COMB9         Max   1.796E-06    -50.8497        30-4     0.50000 
          30     2.00000       COMB9         Max   1.796E-06    -50.8497        30-5     0.00000 
          30     2.35000       COMB9         Max  -1.204E-04    -60.7995        30-5     0.35000 
          30     0.15000       COMB9         Min   6.478E-04     90.4334        30-1     0.15000 
          30     0.50000       COMB9         Min   5.256E-04     52.2266        30-1     0.50000 
          30     0.50000       COMB9         Min   5.256E-04     52.2266        30-2     0.00000 
          30     1.00000       COMB9         Min   3.510E-04      8.1690        30-2     0.50000 
          30     1.00000       COMB9         Min   3.510E-04      8.1690        30-3     0.00000 
          30     1.25000       COMB9         Min   2.637E-04     -8.3476        30-3     0.25000 
          30     1.50000       COMB9         Min   1.764E-04    -26.1814        30-3     0.50000 
          30     1.50000       COMB9         Min   1.764E-04    -26.1814        30-4     0.00000 
          30     2.00000       COMB9         Min   1.796E-06    -50.8497        30-4     0.50000 
          30     2.00000       COMB9         Min   1.796E-06    -50.8497        30-5     0.00000 
          30     2.35000       COMB9         Min  -1.204E-04    -60.7995        30-5     0.35000 
          30     0.15000      COMB10         Max     -0.0432     93.1896        30-1     0.15000 
          30     0.50000      COMB10         Max     -0.0340     54.0810        30-1     0.50000 
          30     0.50000      COMB10         Max     -0.0340     54.0810        30-2     0.00000 
          30     1.00000      COMB10         Max     -0.0208      8.7628        30-2     0.50000 
          30     1.00000      COMB10         Max     -0.0208      8.7628        30-3     0.00000 
          30     1.25000      COMB10         Max     -0.0143     -8.3708        30-3     0.25000 
          30     1.50000      COMB10         Max     -0.0077    -26.8216        30-3     0.50000 
          30     1.50000      COMB10         Max     -0.0077    -26.8216        30-4     0.00000 
          30     2.00000      COMB10         Max      0.0054    -52.6979        30-4     0.50000 
          30     2.00000      COMB10         Max      0.0054    -52.6979        30-5     0.00000 
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          30     2.35000      COMB10         Max      0.0146    -63.4758        30-5     0.35000 
          30     0.15000      COMB10         Min     -0.0432     93.1896        30-1     0.15000 
          30     0.50000      COMB10         Min     -0.0340     54.0810        30-1     0.50000 
          30     0.50000      COMB10         Min     -0.0340     54.0810        30-2     0.00000 
          30     1.00000      COMB10         Min     -0.0208      8.7628        30-2     0.50000 
          30     1.00000      COMB10         Min     -0.0208      8.7628        30-3     0.00000 
          30     1.25000      COMB10         Min     -0.0143     -8.3708        30-3     0.25000 
          30     1.50000      COMB10         Min     -0.0077    -26.8216        30-3     0.50000 
          30     1.50000      COMB10         Min     -0.0077    -26.8216        30-4     0.00000 
          30     2.00000      COMB10         Min      0.0054    -52.6979        30-4     0.50000 
          30     2.00000      COMB10         Min      0.0054    -52.6979        30-5     0.00000 
          30     2.35000      COMB10         Min      0.0146    -63.4758        30-5     0.35000 
          30     0.15000      COMB11         Max      0.0010    115.1552        30-1     0.15000 
          30     0.50000      COMB11         Max   8.173E-04     67.8388        30-1     0.50000 
          30     0.50000      COMB11         Max   8.173E-04     67.8388        30-2     0.00000 
          30     1.00000      COMB11         Max   5.506E-04     12.1283        30-2     0.50000 
          30     1.00000      COMB11         Max   5.506E-04     12.1283        30-3     0.00000 
          30     1.25000      COMB11         Max   4.172E-04     -9.5381        30-3     0.25000 
          30     1.50000      COMB11         Max   2.838E-04    -32.5216        30-3     0.50000 
          30     1.50000      COMB11         Max   2.838E-04    -32.5216        30-4     0.00000 
          30     2.00000      COMB11         Max   1.708E-05    -66.1433        30-4     0.50000 
          30     2.00000      COMB11         Max   1.708E-05    -66.1433        30-5     0.00000 
          30     2.35000      COMB11         Max  -1.696E-04    -81.4226        30-5     0.35000 
          30     0.15000      COMB11         Min      0.0010    115.1552        30-1     0.15000 
          30     0.50000      COMB11         Min   8.173E-04     67.8388        30-1     0.50000 
          30     0.50000      COMB11         Min   8.173E-04     67.8388        30-2     0.00000 
          30     1.00000      COMB11         Min   5.506E-04     12.1283        30-2     0.50000 
          30     1.00000      COMB11         Min   5.506E-04     12.1283        30-3     0.00000 
          30     1.25000      COMB11         Min   4.172E-04     -9.5381        30-3     0.25000 
          30     1.50000      COMB11         Min   2.838E-04    -32.5216        30-3     0.50000 
          30     1.50000      COMB11         Min   2.838E-04    -32.5216        30-4     0.00000 
          30     2.00000      COMB11         Min   1.708E-05    -66.1433        30-4     0.50000 
          30     2.00000      COMB11         Min   1.708E-05    -66.1433        30-5     0.00000 
          30     2.35000      COMB11         Min  -1.696E-04    -81.4226        30-5     0.35000 
          30     0.15000      COMB12         Max     -0.0428    117.9115        30-1     0.15000 
          30     0.50000      COMB12         Max     -0.0337     69.6933        30-1     0.50000 
          30     0.50000      COMB12         Max     -0.0337     69.6933        30-2     0.00000 
          30     1.00000      COMB12         Max     -0.0206     12.7220        30-2     0.50000 
          30     1.00000      COMB12         Max     -0.0206     12.7220        30-3     0.00000 
          30     1.25000      COMB12         Max     -0.0141     -9.5613        30-3     0.25000 
          30     1.50000      COMB12         Max     -0.0076    -33.1618        30-3     0.50000 
          30     1.50000      COMB12         Max     -0.0076    -33.1618        30-4     0.00000 
          30     2.00000      COMB12         Max      0.0055    -67.9916        30-4     0.50000 
          30     2.00000      COMB12         Max      0.0055    -67.9916        30-5     0.00000 
          30     2.35000      COMB12         Max      0.0146    -84.0988        30-5     0.35000 
          30     0.15000      COMB12         Min     -0.0428    117.9115        30-1     0.15000 
          30     0.50000      COMB12         Min     -0.0337     69.6933        30-1     0.50000 
          30     0.50000      COMB12         Min     -0.0337     69.6933        30-2     0.00000 
          30     1.00000      COMB12         Min     -0.0206     12.7220        30-2     0.50000 
          30     1.00000      COMB12         Min     -0.0206     12.7220        30-3     0.00000 
          30     1.25000      COMB12         Min     -0.0141     -9.5613        30-3     0.25000 
          30     1.50000      COMB12         Min     -0.0076    -33.1618        30-3     0.50000 
          30     1.50000      COMB12         Min     -0.0076    -33.1618        30-4     0.00000 
          30     2.00000      COMB12         Min      0.0055    -67.9916        30-4     0.50000 
          30     2.00000      COMB12         Min      0.0055    -67.9916        30-5     0.00000 
          30     2.35000      COMB12         Min      0.0146    -84.0988        30-5     0.35000 
          30     0.15000      COMB13         Max      0.0784    122.6779        30-1     0.15000 
          30     0.50000      COMB13         Max      0.0467     72.6725        30-1     0.50000 
          30     0.50000      COMB13         Max      0.0467     72.6725        30-2     0.00000 
          30     1.00000      COMB13         Max      0.0916     13.4440        30-2     0.50000 
          30     1.00000      COMB13         Max      0.0916     13.4440        30-3     0.00000 
          30     1.25000      COMB13         Max      0.0898     -9.8206        30-3     0.25000 
          30     1.50000      COMB13         Max      0.0912    -32.4884        30-3     0.50000 
          30     1.50000      COMB13         Max      0.0912    -32.4884        30-4     0.00000 
          30     2.00000      COMB13         Max      0.0684    -65.1111        30-4     0.50000 
          30     2.00000      COMB13         Max      0.0684    -65.1111        30-5     0.00000 
          30     2.35000      COMB13         Max      0.1113    -79.4543        30-5     0.35000 
          30     0.15000      COMB13         Min     -0.0764    114.2114        30-1     0.15000 
          30     0.50000      COMB13         Min     -0.0451     66.8862        30-1     0.50000 
          30     0.50000      COMB13         Min     -0.0451     66.8862        30-2     0.00000 
          30     1.00000      COMB13         Min     -0.0905     11.5000        30-2     0.50000 
          30     1.00000      COMB13         Min     -0.0905     11.5000        30-3     0.00000 
          30     1.25000      COMB13         Min     -0.0889     -9.8357        30-3     0.25000 
          30     1.50000      COMB13         Min     -0.0906    -34.4024        30-3     0.50000 
          30     1.50000      COMB13         Min     -0.0906    -34.4024        30-4     0.00000 
          30     2.00000      COMB13         Min     -0.0683    -70.9013        30-4     0.50000 
          30     2.00000      COMB13         Min     -0.0683    -70.9013        30-5     0.00000 
          30     2.35000      COMB13         Min     -0.1115    -87.9725        30-5     0.35000 
          30     0.15000      COMB14         Max      0.4050    128.9698        30-1     0.15000 
          30     0.50000      COMB14         Max      0.1224     76.8839        30-1     0.50000 
          30     0.50000      COMB14         Max      0.1224     76.8839        30-2     0.00000 
          30     1.00000      COMB14         Max      0.2612     14.7702        30-2     0.50000 
          30     1.00000      COMB14         Max      0.2612     14.7702        30-3     0.00000 
          30     1.25000      COMB14         Max      0.2621     -9.7610        30-3     0.25000 
          30     1.50000      COMB14         Max      0.2653    -31.0142        30-3     0.50000 
          30     1.50000      COMB14         Max      0.2653    -31.0142        30-4     0.00000 
          30     2.00000      COMB14         Max      0.0773    -60.9194        30-4     0.50000 
          30     2.00000      COMB14         Max      0.0773    -60.9194        30-5     0.00000 
          30     2.35000      COMB14         Max      0.3696    -73.4174        30-5     0.35000 
          30     0.15000      COMB14         Min     -0.4030    107.9195        30-1     0.15000 
          30     0.50000      COMB14         Min     -0.1208     62.6748        30-1     0.50000 
          30     0.50000      COMB14         Min     -0.1208     62.6748        30-2     0.00000 
          30     1.00000      COMB14         Min     -0.2601     10.1738        30-2     0.50000 
          30     1.00000      COMB14         Min     -0.2601     10.1738        30-3     0.00000 
          30     1.25000      COMB14         Min     -0.2612     -9.8952        30-3     0.25000 
          30     1.50000      COMB14         Min     -0.2647    -35.8767        30-3     0.50000 
          30     1.50000      COMB14         Min     -0.2647    -35.8767        30-4     0.00000 
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          30     2.00000      COMB14         Min     -0.0772    -75.0930        30-4     0.50000 
          30     2.00000      COMB14         Min     -0.0772    -75.0930        30-5     0.00000 
          30     2.35000      COMB14         Min     -0.3698    -94.0095        30-5     0.35000 
          30     0.15000         INV         Max      0.4050    128.9698        30-1     0.15000 
          30     0.50000         INV         Max      0.1224     76.8839        30-1     0.50000 
          30     0.50000         INV         Max      0.1224     76.8839        30-2     0.00000 
          30     1.00000         INV         Max      0.2612     14.7702        30-2     0.50000 
          30     1.00000         INV         Max      0.2612     14.7702        30-3     0.00000 
          30     1.25000         INV         Max      0.2621     -8.3400        30-3     0.25000 
          30     1.50000         INV         Max      0.2653    -25.0220        30-3     0.50000 
          30     1.50000         INV         Max      0.2653    -25.0220        30-4     0.00000 
          30     2.00000         INV         Max      0.0773    -47.3943        30-4     0.50000 
          30     2.00000         INV         Max      0.0773    -47.3943        30-5     0.00000 
          30     2.35000         INV         Max      0.3696    -55.7413        30-5     0.35000 
          30     0.15000         INV         Min     -0.4030     85.3491        30-1     0.15000 
          30     0.50000         INV         Min     -0.1208     48.7692        30-1     0.50000 
          30     0.50000         INV         Min     -0.1208     48.7692        30-2     0.00000 
          30     1.00000         INV         Min     -0.2601      7.0248        30-2     0.50000 
          30     1.00000         INV         Min     -0.2601      7.0248        30-3     0.00000 
          30     1.25000         INV         Min     -0.2612     -9.8952        30-3     0.25000 
          30     1.50000         INV         Min     -0.2647    -35.8767        30-3     0.50000 
          30     1.50000         INV         Min     -0.2647    -35.8767        30-4     0.00000 
          30     2.00000         INV         Min     -0.0772    -75.0930        30-4     0.50000 
          30     2.00000         INV         Min     -0.0772    -75.0930        30-5     0.00000 
          30     2.35000         INV         Min     -0.3698    -94.0095        30-5     0.35000 
          31     0.15000          PP               2.009E-04     32.2374        31-1     0.15000 
          31     0.50000          PP               6.756E-05     14.2302        31-1     0.50000 
          31     0.50000          PP               6.756E-05     14.2302        31-2     0.00000 
          31     1.00000          PP              -1.229E-04     -2.8691        31-2     0.50000 
          31     1.00000          PP              -1.229E-04     -2.8691        31-3     0.00000 
          31     1.25000          PP              -2.182E-04     -6.9099        31-3     0.25000 
          31     1.50000          PP              -3.134E-04    -11.9553        31-3     0.50000 
          31     1.50000          PP              -3.134E-04    -11.9553        31-4     0.00000 
          31     2.00000          PP              -5.039E-04    -13.0347        31-4     0.50000 
          31     2.00000          PP              -5.039E-04    -13.0347        31-5     0.00000 
          31     2.35000          PP              -6.372E-04     -7.7656        31-5     0.35000 
          31     0.15000        PERM               5.574E-04     31.6131        31-1     0.15000 
          31     0.50000        PERM               1.964E-04     19.6495        31-1     0.50000 
          31     0.50000        PERM               1.964E-04     19.6495        31-2     0.00000 
          31     1.00000        PERM              -3.193E-04      4.6942        31-2     0.50000 
          31     1.00000        PERM              -3.193E-04      4.6942        31-3     0.00000 
          31     1.25000        PERM              -5.771E-04     -1.6577        31-3     0.25000 
          31     1.50000        PERM              -8.350E-04     -8.3222        31-3     0.50000 
          31     1.50000        PERM              -8.350E-04     -8.3222        31-4     0.00000 
          31     2.00000        PERM                 -0.0014    -19.4092        31-4     0.50000 
          31     2.00000        PERM                 -0.0014    -19.4092        31-5     0.00000 
          31     2.35000        PERM                 -0.0017    -25.6936        31-5     0.35000 
          31     0.15000        NEVE               3.814E-04     21.6142        31-1     0.15000 
          31     0.50000        NEVE               1.344E-04     13.5184        31-1     0.50000 
          31     0.50000        NEVE               1.344E-04     13.5184        31-2     0.00000 
          31     1.00000        NEVE              -2.185E-04      3.2858        31-2     0.50000 
          31     1.00000        NEVE              -2.185E-04      3.2858        31-3     0.00000 
          31     1.25000        NEVE              -3.949E-04     -1.1672        31-3     0.25000 
          31     1.50000        NEVE              -5.713E-04     -5.6202        31-3     0.50000 
          31     1.50000        NEVE              -5.713E-04     -5.6202        31-4     0.00000 
          31     2.00000        NEVE              -9.241E-04    -13.2060        31-4     0.50000 
          31     2.00000        NEVE              -9.241E-04    -13.2060        31-5     0.00000 
          31     2.35000        NEVE                 -0.0012    -17.5957        31-5     0.35000 
          31     0.15000      VENTOX              -7.414E-06     -5.1916        31-1     0.15000 
          31     0.50000      VENTOX              -9.528E-06     -3.2388        31-1     0.50000 
          31     0.50000      VENTOX              -9.528E-06     -3.2388        31-2     0.00000 
          31     1.00000      VENTOX              -1.255E-05     -0.7782        31-2     0.50000 
          31     1.00000      VENTOX              -1.255E-05     -0.7782        31-3     0.00000 
          31     1.25000      VENTOX              -1.406E-05      0.2883        31-3     0.25000 
          31     1.50000      VENTOX              -1.557E-05      1.3548        31-3     0.50000 
          31     1.50000      VENTOX              -1.557E-05      1.3548        31-4     0.00000 
          31     2.00000      VENTOX              -1.859E-05      3.1616        31-4     0.50000 
          31     2.00000      VENTOX              -1.859E-05      3.1616        31-5     0.00000 
          31     2.35000      VENTOX              -2.070E-05      4.1990        31-5     0.35000 
          31     0.15000      VENTOY                 -0.0119     -2.3705        31-1     0.15000 
          31     0.50000      VENTOY                 -0.0041     -1.3370        31-1     0.50000 
          31     0.50000      VENTOY                 -0.0041     -1.3370        31-2     0.00000 
          31     1.00000      VENTOY                  0.0069     -0.1655        31-2     0.50000 
          31     1.00000      VENTOY                  0.0069     -0.1655        31-3     0.00000 
          31     1.25000      VENTOY                  0.0124      0.2681        31-3     0.25000 
          31     1.50000      VENTOY                  0.0179      0.7017        31-3     0.50000 
          31     1.50000      VENTOY                  0.0179      0.7017        31-4     0.00000 
          31     2.00000      VENTOY                  0.0289      1.2652        31-4     0.50000 
          31     2.00000      VENTOY                  0.0289      1.2652        31-5     0.00000 
          31     2.35000      VENTOY                  0.0367      1.4474        31-5     0.35000 
          31     0.15000      SISMAX         Max      0.1019      5.5200        31-1     0.15000 
          31     0.50000      SISMAX         Max      0.0587      3.7754        31-1     0.50000 
          31     0.50000      SISMAX         Max      0.0587      3.7754        31-2     0.00000 
          31     1.00000      SISMAX         Max      0.1190      1.2713        31-2     0.50000 
          31     1.00000      SISMAX         Max      0.1190      1.2713        31-3     0.00000 
          31     1.25000      SISMAX         Max      0.1158      0.0126        31-3     0.25000 
          31     1.50000      SISMAX         Max      0.1172      1.2462        31-3     0.50000 
          31     1.50000      SISMAX         Max      0.1172      1.2462        31-4     0.00000 
          31     2.00000      SISMAX         Max      0.0911      3.7788        31-4     0.50000 
          31     2.00000      SISMAX         Max      0.0911      3.7788        31-5     0.00000 
          31     2.35000      SISMAX         Max      0.1532      5.5633        31-5     0.35000 
          31     0.15000      SISMAY         Max      0.3770     10.6284        31-1     0.15000 
          31     0.50000      SISMAY         Max      0.0952      7.1862        31-1     0.50000 
          31     0.50000      SISMAY         Max      0.0952      7.1862        31-2     0.00000 
          31     1.00000      SISMAY         Max      0.2366      2.3366        31-2     0.50000 
          31     1.00000      SISMAY         Max      0.2366      2.3366        31-3     0.00000 
          31     1.25000      SISMAY         Max      0.2487      0.0562        31-3     0.25000 
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          31     1.50000      SISMAY         Max      0.2628      2.4481        31-3     0.50000 
          31     1.50000      SISMAY         Max      0.2628      2.4481        31-4     0.00000 
          31     2.00000      SISMAY         Max      0.0993      7.1713        31-4     0.50000 
          31     2.00000      SISMAY         Max      0.0993      7.1713        31-5     0.00000 
          31     2.35000      SISMAY         Max      0.3254     10.4364        31-5     0.35000 
          31     0.15000        TERM               1.980E-04     -4.5042        31-1     0.15000 
          31     0.50000        TERM               6.136E-05     -3.0700        31-1     0.50000 
          31     0.50000        TERM               6.136E-05     -3.0700        31-2     0.00000 
          31     1.00000        TERM              -1.338E-04     -1.0232        31-2     0.50000 
          31     1.00000        TERM              -1.338E-04     -1.0232        31-3     0.00000 
          31     1.25000        TERM              -2.314E-04  -8.922E-05        31-3     0.25000 
          31     1.50000        TERM              -3.290E-04      1.0230        31-3     0.50000 
          31     1.50000        TERM              -3.290E-04      1.0230        31-4     0.00000 
          31     2.00000        TERM              -5.242E-04      3.0701        31-4     0.50000 
          31     2.00000        TERM              -5.242E-04      3.0701        31-5     0.00000 
          31     2.35000        TERM              -6.608E-04      4.5045        31-5     0.35000 
          31     0.15000       COMB1         Max   9.563E-04     59.3463        31-1     0.15000 
          31     0.50000       COMB1         Max   3.253E-04     30.8097        31-1     0.50000 
          31     0.50000       COMB1         Max   3.253E-04     30.8097        31-2     0.00000 
          31     1.00000       COMB1         Max  -5.760E-04      0.8019        31-2     0.50000 
          31     1.00000       COMB1         Max  -5.760E-04      0.8019        31-3     0.00000 
          31     1.25000       COMB1         Max     -0.0010     -8.5677        31-3     0.25000 
          31     1.50000       COMB1         Max     -0.0015    -19.2545        31-3     0.50000 
          31     1.50000       COMB1         Max     -0.0015    -19.2545        31-4     0.00000 
          31     2.00000       COMB1         Max     -0.0024    -29.3739        31-4     0.50000 
          31     2.00000       COMB1         Max     -0.0024    -29.3739        31-5     0.00000 
          31     2.35000       COMB1         Max     -0.0030    -28.9547        31-5     0.35000 
          31     0.15000       COMB1         Min   9.563E-04     59.3463        31-1     0.15000 
          31     0.50000       COMB1         Min   3.253E-04     30.8097        31-1     0.50000 
          31     0.50000       COMB1         Min   3.253E-04     30.8097        31-2     0.00000 
          31     1.00000       COMB1         Min  -5.760E-04      0.8019        31-2     0.50000 
          31     1.00000       COMB1         Min  -5.760E-04      0.8019        31-3     0.00000 
          31     1.25000       COMB1         Min     -0.0010     -8.5677        31-3     0.25000 
          31     1.50000       COMB1         Min     -0.0015    -19.2545        31-3     0.50000 
          31     1.50000       COMB1         Min     -0.0015    -19.2545        31-4     0.00000 
          31     2.00000       COMB1         Min     -0.0024    -29.3739        31-4     0.50000 
          31     2.00000       COMB1         Min     -0.0024    -29.3739        31-5     0.00000 
          31     2.35000       COMB1         Min     -0.0030    -28.9547        31-5     0.35000 
          31     0.15000       COMB2         Max      0.0013     80.9605        31-1     0.15000 
          31     0.50000       COMB2         Max   4.597E-04     44.3281        31-1     0.50000 
          31     0.50000       COMB2         Max   4.597E-04     44.3281        31-2     0.00000 
          31     1.00000       COMB2         Max  -7.945E-04      4.0877        31-2     0.50000 
          31     1.00000       COMB2         Max  -7.945E-04      4.0877        31-3     0.00000 
          31     1.25000       COMB2         Max     -0.0014     -9.7349        31-3     0.25000 
          31     1.50000       COMB2         Max     -0.0020    -24.8746        31-3     0.50000 
          31     1.50000       COMB2         Max     -0.0020    -24.8746        31-4     0.00000 
          31     2.00000       COMB2         Max     -0.0033    -42.5799        31-4     0.50000 
          31     2.00000       COMB2         Max     -0.0033    -42.5799        31-5     0.00000 
          31     2.35000       COMB2         Max     -0.0042    -46.5503        31-5     0.35000 
          31     0.15000       COMB2         Min      0.0013     80.9605        31-1     0.15000 
          31     0.50000       COMB2         Min   4.597E-04     44.3281        31-1     0.50000 
          31     0.50000       COMB2         Min   4.597E-04     44.3281        31-2     0.00000 
          31     1.00000       COMB2         Min  -7.945E-04      4.0877        31-2     0.50000 
          31     1.00000       COMB2         Min  -7.945E-04      4.0877        31-3     0.00000 
          31     1.25000       COMB2         Min     -0.0014     -9.7349        31-3     0.25000 
          31     1.50000       COMB2         Min     -0.0020    -24.8746        31-3     0.50000 
          31     1.50000       COMB2         Min     -0.0020    -24.8746        31-4     0.00000 
          31     2.00000       COMB2         Min     -0.0033    -42.5799        31-4     0.50000 
          31     2.00000       COMB2         Min     -0.0033    -42.5799        31-5     0.00000 
          31     2.35000       COMB2         Min     -0.0042    -46.5503        31-5     0.35000 
          31     0.15000       COMB3         Max   9.489E-04     54.1547        31-1     0.15000 
          31     0.50000       COMB3         Max   3.158E-04     27.5709        31-1     0.50000 
          31     0.50000       COMB3         Max   3.158E-04     27.5709        31-2     0.00000 
          31     1.00000       COMB3         Max  -5.886E-04      0.0237        31-2     0.50000 
          31     1.00000       COMB3         Max  -5.886E-04      0.0237        31-3     0.00000 
          31     1.25000       COMB3         Max     -0.0010     -8.2794        31-3     0.25000 
          31     1.50000       COMB3         Max     -0.0015    -17.8997        31-3     0.50000 
          31     1.50000       COMB3         Max     -0.0015    -17.8997        31-4     0.00000 
          31     2.00000       COMB3         Max     -0.0024    -26.2123        31-4     0.50000 
          31     2.00000       COMB3         Max     -0.0024    -26.2123        31-5     0.00000 
          31     2.35000       COMB3         Max     -0.0030    -24.7557        31-5     0.35000 
          31     0.15000       COMB3         Min   9.489E-04     54.1547        31-1     0.15000 
          31     0.50000       COMB3         Min   3.158E-04     27.5709        31-1     0.50000 
          31     0.50000       COMB3         Min   3.158E-04     27.5709        31-2     0.00000 
          31     1.00000       COMB3         Min  -5.886E-04      0.0237        31-2     0.50000 
          31     1.00000       COMB3         Min  -5.886E-04      0.0237        31-3     0.00000 
          31     1.25000       COMB3         Min     -0.0010     -8.2794        31-3     0.25000 
          31     1.50000       COMB3         Min     -0.0015    -17.8997        31-3     0.50000 
          31     1.50000       COMB3         Min     -0.0015    -17.8997        31-4     0.00000 
          31     2.00000       COMB3         Min     -0.0024    -26.2123        31-4     0.50000 
          31     2.00000       COMB3         Min     -0.0024    -26.2123        31-5     0.00000 
          31     2.35000       COMB3         Min     -0.0030    -24.7557        31-5     0.35000 
          31     0.15000       COMB4         Max     -0.0109     56.9758        31-1     0.15000 
          31     0.50000       COMB4         Max     -0.0038     29.4727        31-1     0.50000 
          31     0.50000       COMB4         Max     -0.0038     29.4727        31-2     0.00000 
          31     1.00000       COMB4         Max      0.0063      0.6364        31-2     0.50000 
          31     1.00000       COMB4         Max      0.0063      0.6364        31-3     0.00000 
          31     1.25000       COMB4         Max      0.0114     -8.2996        31-3     0.25000 
          31     1.50000       COMB4         Max      0.0164    -18.5528        31-3     0.50000 
          31     1.50000       COMB4         Max      0.0164    -18.5528        31-4     0.00000 
          31     2.00000       COMB4         Max      0.0266    -28.1087        31-4     0.50000 
          31     2.00000       COMB4         Max      0.0266    -28.1087        31-5     0.00000 
          31     2.35000       COMB4         Max      0.0336    -27.5072        31-5     0.35000 
          31     0.15000       COMB4         Min     -0.0109     56.9758        31-1     0.15000 
          31     0.50000       COMB4         Min     -0.0038     29.4727        31-1     0.50000 
          31     0.50000       COMB4         Min     -0.0038     29.4727        31-2     0.00000 
          31     1.00000       COMB4         Min      0.0063      0.6364        31-2     0.50000 
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          31     1.00000       COMB4         Min      0.0063      0.6364        31-3     0.00000 
          31     1.25000       COMB4         Min      0.0114     -8.2996        31-3     0.25000 
          31     1.50000       COMB4         Min      0.0164    -18.5528        31-3     0.50000 
          31     1.50000       COMB4         Min      0.0164    -18.5528        31-4     0.00000 
          31     2.00000       COMB4         Min      0.0266    -28.1087        31-4     0.50000 
          31     2.00000       COMB4         Min      0.0266    -28.1087        31-5     0.00000 
          31     2.35000       COMB4         Min      0.0336    -27.5072        31-5     0.35000 
          31     0.15000       COMB5         Max      0.0013     75.7689        31-1     0.15000 
          31     0.50000       COMB5         Max   4.502E-04     41.0893        31-1     0.50000 
          31     0.50000       COMB5         Max   4.502E-04     41.0893        31-2     0.00000 
          31     1.00000       COMB5         Max  -8.070E-04      3.3095        31-2     0.50000 
          31     1.00000       COMB5         Max  -8.070E-04      3.3095        31-3     0.00000 
          31     1.25000       COMB5         Max     -0.0014     -9.4466        31-3     0.25000 
          31     1.50000       COMB5         Max     -0.0021    -23.5199        31-3     0.50000 
          31     1.50000       COMB5         Max     -0.0021    -23.5199        31-4     0.00000 
          31     2.00000       COMB5         Max     -0.0033    -39.4183        31-4     0.50000 
          31     2.00000       COMB5         Max     -0.0033    -39.4183        31-5     0.00000 
          31     2.35000       COMB5         Max     -0.0042    -42.3513        31-5     0.35000 
          31     0.15000       COMB5         Min      0.0013     75.7689        31-1     0.15000 
          31     0.50000       COMB5         Min   4.502E-04     41.0893        31-1     0.50000 
          31     0.50000       COMB5         Min   4.502E-04     41.0893        31-2     0.00000 
          31     1.00000       COMB5         Min  -8.070E-04      3.3095        31-2     0.50000 
          31     1.00000       COMB5         Min  -8.070E-04      3.3095        31-3     0.00000 
          31     1.25000       COMB5         Min     -0.0014     -9.4466        31-3     0.25000 
          31     1.50000       COMB5         Min     -0.0021    -23.5199        31-3     0.50000 
          31     1.50000       COMB5         Min     -0.0021    -23.5199        31-4     0.00000 
          31     2.00000       COMB5         Min     -0.0033    -39.4183        31-4     0.50000 
          31     2.00000       COMB5         Min     -0.0033    -39.4183        31-5     0.00000 
          31     2.35000       COMB5         Min     -0.0042    -42.3513        31-5     0.35000 
          31     0.15000       COMB6         Max     -0.0105     78.5900        31-1     0.15000 
          31     0.50000       COMB6         Max     -0.0037     42.9911        31-1     0.50000 
          31     0.50000       COMB6         Max     -0.0037     42.9911        31-2     0.00000 
          31     1.00000       COMB6         Max      0.0061      3.9222        31-2     0.50000 
          31     1.00000       COMB6         Max      0.0061      3.9222        31-3     0.00000 
          31     1.25000       COMB6         Max      0.0110     -9.4668        31-3     0.25000 
          31     1.50000       COMB6         Max      0.0159    -24.1729        31-3     0.50000 
          31     1.50000       COMB6         Max      0.0159    -24.1729        31-4     0.00000 
          31     2.00000       COMB6         Max      0.0256    -41.3147        31-4     0.50000 
          31     2.00000       COMB6         Max      0.0256    -41.3147        31-5     0.00000 
          31     2.35000       COMB6         Max      0.0325    -45.1029        31-5     0.35000 
          31     0.15000       COMB6         Min     -0.0105     78.5900        31-1     0.15000 
          31     0.50000       COMB6         Min     -0.0037     42.9911        31-1     0.50000 
          31     0.50000       COMB6         Min     -0.0037     42.9911        31-2     0.00000 
          31     1.00000       COMB6         Min      0.0061      3.9222        31-2     0.50000 
          31     1.00000       COMB6         Min      0.0061      3.9222        31-3     0.00000 
          31     1.25000       COMB6         Min      0.0110     -9.4668        31-3     0.25000 
          31     1.50000       COMB6         Min      0.0159    -24.1729        31-3     0.50000 
          31     1.50000       COMB6         Min      0.0159    -24.1729        31-4     0.00000 
          31     2.00000       COMB6         Min      0.0256    -41.3147        31-4     0.50000 
          31     2.00000       COMB6         Min      0.0256    -41.3147        31-5     0.00000 
          31     2.35000       COMB6         Min      0.0325    -45.1029        31-5     0.35000 
          31     0.15000       COMB7         Max   5.603E-04     68.3547        31-1     0.15000 
          31     0.50000       COMB7         Max   2.026E-04     36.9498        31-1     0.50000 
          31     0.50000       COMB7         Max   2.026E-04     36.9498        31-2     0.00000 
          31     1.00000       COMB7         Max  -3.084E-04      2.8483        31-2     0.50000 
          31     1.00000       COMB7         Max  -3.084E-04      2.8483        31-3     0.00000 
          31     1.25000       COMB7         Max  -5.639E-04     -8.5675        31-3     0.25000 
          31     1.50000       COMB7         Max  -8.194E-04    -21.3005        31-3     0.50000 
          31     1.50000       COMB7         Max  -8.194E-04    -21.3005        31-4     0.00000 
          31     2.00000       COMB7         Max     -0.0013    -35.5140        31-4     0.50000 
          31     2.00000       COMB7         Max     -0.0013    -35.5140        31-5     0.00000 
          31     2.35000       COMB7         Max     -0.0017    -37.9637        31-5     0.35000 
          31     0.15000       COMB7         Min   5.603E-04     68.3547        31-1     0.15000 
          31     0.50000       COMB7         Min   2.026E-04     36.9498        31-1     0.50000 
          31     0.50000       COMB7         Min   2.026E-04     36.9498        31-2     0.00000 
          31     1.00000       COMB7         Min  -3.084E-04      2.8483        31-2     0.50000 
          31     1.00000       COMB7         Min  -3.084E-04      2.8483        31-3     0.00000 
          31     1.25000       COMB7         Min  -5.639E-04     -8.5675        31-3     0.25000 
          31     1.50000       COMB7         Min  -8.194E-04    -21.3005        31-3     0.50000 
          31     1.50000       COMB7         Min  -8.194E-04    -21.3005        31-4     0.00000 
          31     2.00000       COMB7         Min     -0.0013    -35.5140        31-4     0.50000 
          31     2.00000       COMB7         Min     -0.0013    -35.5140        31-5     0.00000 
          31     2.35000       COMB7         Min     -0.0017    -37.9637        31-5     0.35000 
          31     0.15000       COMB8         Max   9.417E-04     89.9689        31-1     0.15000 
          31     0.50000       COMB8         Max   3.370E-04     50.4682        31-1     0.50000 
          31     0.50000       COMB8         Max   3.370E-04     50.4682        31-2     0.00000 
          31     1.00000       COMB8         Max  -5.268E-04      6.1341        31-2     0.50000 
          31     1.00000       COMB8         Max  -5.268E-04      6.1341        31-3     0.00000 
          31     1.25000       COMB8         Max  -9.587E-04     -9.7347        31-3     0.25000 
          31     1.50000       COMB8         Max     -0.0014    -26.9207        31-3     0.50000 
          31     1.50000       COMB8         Max     -0.0014    -26.9207        31-4     0.00000 
          31     2.00000       COMB8         Max     -0.0023    -48.7200        31-4     0.50000 
          31     2.00000       COMB8         Max     -0.0023    -48.7200        31-5     0.00000 
          31     2.35000       COMB8         Max     -0.0029    -55.5593        31-5     0.35000 
          31     0.15000       COMB8         Min   9.417E-04     89.9689        31-1     0.15000 
          31     0.50000       COMB8         Min   3.370E-04     50.4682        31-1     0.50000 
          31     0.50000       COMB8         Min   3.370E-04     50.4682        31-2     0.00000 
          31     1.00000       COMB8         Min  -5.268E-04      6.1341        31-2     0.50000 
          31     1.00000       COMB8         Min  -5.268E-04      6.1341        31-3     0.00000 
          31     1.25000       COMB8         Min  -9.587E-04     -9.7347        31-3     0.25000 
          31     1.50000       COMB8         Min     -0.0014    -26.9207        31-3     0.50000 
          31     1.50000       COMB8         Min     -0.0014    -26.9207        31-4     0.00000 
          31     2.00000       COMB8         Min     -0.0023    -48.7200        31-4     0.50000 
          31     2.00000       COMB8         Min     -0.0023    -48.7200        31-5     0.00000 
          31     2.35000       COMB8         Min     -0.0029    -55.5593        31-5     0.35000 
          31     0.15000       COMB9         Max   5.529E-04     63.1631        31-1     0.15000 
          31     0.50000       COMB9         Max   1.931E-04     33.7110        31-1     0.50000 
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          31     0.50000       COMB9         Max   1.931E-04     33.7110        31-2     0.00000 
          31     1.00000       COMB9         Max  -3.209E-04      2.0701        31-2     0.50000 
          31     1.00000       COMB9         Max  -3.209E-04      2.0701        31-3     0.00000 
          31     1.25000       COMB9         Max  -5.779E-04     -8.2792        31-3     0.25000 
          31     1.50000       COMB9         Max  -8.349E-04    -19.9457        31-3     0.50000 
          31     1.50000       COMB9         Max  -8.349E-04    -19.9457        31-4     0.00000 
          31     2.00000       COMB9         Max     -0.0013    -32.3524        31-4     0.50000 
          31     2.00000       COMB9         Max     -0.0013    -32.3524        31-5     0.00000 
          31     2.35000       COMB9         Max     -0.0017    -33.7647        31-5     0.35000 
          31     0.15000       COMB9         Min   5.529E-04     63.1631        31-1     0.15000 
          31     0.50000       COMB9         Min   1.931E-04     33.7110        31-1     0.50000 
          31     0.50000       COMB9         Min   1.931E-04     33.7110        31-2     0.00000 
          31     1.00000       COMB9         Min  -3.209E-04      2.0701        31-2     0.50000 
          31     1.00000       COMB9         Min  -3.209E-04      2.0701        31-3     0.00000 
          31     1.25000       COMB9         Min  -5.779E-04     -8.2792        31-3     0.25000 
          31     1.50000       COMB9         Min  -8.349E-04    -19.9457        31-3     0.50000 
          31     1.50000       COMB9         Min  -8.349E-04    -19.9457        31-4     0.00000 
          31     2.00000       COMB9         Min     -0.0013    -32.3524        31-4     0.50000 
          31     2.00000       COMB9         Min     -0.0013    -32.3524        31-5     0.00000 
          31     2.35000       COMB9         Min     -0.0017    -33.7647        31-5     0.35000 
          31     0.15000      COMB10         Max     -0.0113     65.9842        31-1     0.15000 
          31     0.50000      COMB10         Max     -0.0039     35.6128        31-1     0.50000 
          31     0.50000      COMB10         Max     -0.0039     35.6128        31-2     0.00000 
          31     1.00000      COMB10         Max      0.0066      2.6828        31-2     0.50000 
          31     1.00000      COMB10         Max      0.0066      2.6828        31-3     0.00000 
          31     1.25000      COMB10         Max      0.0118     -8.2994        31-3     0.25000 
          31     1.50000      COMB10         Max      0.0171    -20.5988        31-3     0.50000 
          31     1.50000      COMB10         Max      0.0171    -20.5988        31-4     0.00000 
          31     2.00000      COMB10         Max      0.0276    -34.2488        31-4     0.50000 
          31     2.00000      COMB10         Max      0.0276    -34.2488        31-5     0.00000 
          31     2.35000      COMB10         Max      0.0350    -36.5162        31-5     0.35000 
          31     0.15000      COMB10         Min     -0.0113     65.9842        31-1     0.15000 
          31     0.50000      COMB10         Min     -0.0039     35.6128        31-1     0.50000 
          31     0.50000      COMB10         Min     -0.0039     35.6128        31-2     0.00000 
          31     1.00000      COMB10         Min      0.0066      2.6828        31-2     0.50000 
          31     1.00000      COMB10         Min      0.0066      2.6828        31-3     0.00000 
          31     1.25000      COMB10         Min      0.0118     -8.2994        31-3     0.25000 
          31     1.50000      COMB10         Min      0.0171    -20.5988        31-3     0.50000 
          31     1.50000      COMB10         Min      0.0171    -20.5988        31-4     0.00000 
          31     2.00000      COMB10         Min      0.0276    -34.2488        31-4     0.50000 
          31     2.00000      COMB10         Min      0.0276    -34.2488        31-5     0.00000 
          31     2.35000      COMB10         Min      0.0350    -36.5162        31-5     0.35000 
          31     0.15000      COMB11         Max   9.342E-04     84.7773        31-1     0.15000 
          31     0.50000      COMB11         Max   3.275E-04     47.2294        31-1     0.50000 
          31     0.50000      COMB11         Max   3.275E-04     47.2294        31-2     0.00000 
          31     1.00000      COMB11         Max  -5.394E-04      5.3559        31-2     0.50000 
          31     1.00000      COMB11         Max  -5.394E-04      5.3559        31-3     0.00000 
          31     1.25000      COMB11         Max  -9.728E-04     -9.4464        31-3     0.25000 
          31     1.50000      COMB11         Max     -0.0014    -25.5659        31-3     0.50000 
          31     1.50000      COMB11         Max     -0.0014    -25.5659        31-4     0.00000 
          31     2.00000      COMB11         Max     -0.0023    -45.5584        31-4     0.50000 
          31     2.00000      COMB11         Max     -0.0023    -45.5584        31-5     0.00000 
          31     2.35000      COMB11         Max     -0.0029    -51.3604        31-5     0.35000 
          31     0.15000      COMB11         Min   9.342E-04     84.7773        31-1     0.15000 
          31     0.50000      COMB11         Min   3.275E-04     47.2294        31-1     0.50000 
          31     0.50000      COMB11         Min   3.275E-04     47.2294        31-2     0.00000 
          31     1.00000      COMB11         Min  -5.394E-04      5.3559        31-2     0.50000 
          31     1.00000      COMB11         Min  -5.394E-04      5.3559        31-3     0.00000 
          31     1.25000      COMB11         Min  -9.728E-04     -9.4464        31-3     0.25000 
          31     1.50000      COMB11         Min     -0.0014    -25.5659        31-3     0.50000 
          31     1.50000      COMB11         Min     -0.0014    -25.5659        31-4     0.00000 
          31     2.00000      COMB11         Min     -0.0023    -45.5584        31-4     0.50000 
          31     2.00000      COMB11         Min     -0.0023    -45.5584        31-5     0.00000 
          31     2.35000      COMB11         Min     -0.0029    -51.3604        31-5     0.35000 
          31     0.15000      COMB12         Max     -0.0109     87.5984        31-1     0.15000 
          31     0.50000      COMB12         Max     -0.0038     49.1312        31-1     0.50000 
          31     0.50000      COMB12         Max     -0.0038     49.1312        31-2     0.00000 
          31     1.00000      COMB12         Max      0.0064      5.9686        31-2     0.50000 
          31     1.00000      COMB12         Max      0.0064      5.9686        31-3     0.00000 
          31     1.25000      COMB12         Max      0.0114     -9.4666        31-3     0.25000 
          31     1.50000      COMB12         Max      0.0165    -26.2190        31-3     0.50000 
          31     1.50000      COMB12         Max      0.0165    -26.2190        31-4     0.00000 
          31     2.00000      COMB12         Max      0.0267    -47.4548        31-4     0.50000 
          31     2.00000      COMB12         Max      0.0267    -47.4548        31-5     0.00000 
          31     2.35000      COMB12         Max      0.0338    -54.1119        31-5     0.35000 
          31     0.15000      COMB12         Min     -0.0109     87.5984        31-1     0.15000 
          31     0.50000      COMB12         Min     -0.0038     49.1312        31-1     0.50000 
          31     0.50000      COMB12         Min     -0.0038     49.1312        31-2     0.00000 
          31     1.00000      COMB12         Min      0.0064      5.9686        31-2     0.50000 
          31     1.00000      COMB12         Min      0.0064      5.9686        31-3     0.00000 
          31     1.25000      COMB12         Min      0.0114     -9.4666        31-3     0.25000 
          31     1.50000      COMB12         Min      0.0165    -26.2190        31-3     0.50000 
          31     1.50000      COMB12         Min      0.0165    -26.2190        31-4     0.00000 
          31     2.00000      COMB12         Min      0.0267    -47.4548        31-4     0.50000 
          31     2.00000      COMB12         Min      0.0267    -47.4548        31-5     0.00000 
          31     2.35000      COMB12         Min      0.0338    -54.1119        31-5     0.35000 
          31     0.15000      COMB13         Max      0.1031     90.9847        31-1     0.15000 
          31     0.50000      COMB13         Max      0.0591     51.1735        31-1     0.50000 
          31     0.50000      COMB13         Max      0.0591     51.1735        31-2     0.00000 
          31     1.00000      COMB13         Max      0.1183      6.3822        31-2     0.50000 
          31     1.00000      COMB13         Max      0.1183      6.3822        31-3     0.00000 
          31     1.25000      COMB13         Max      0.1147     -9.7222        31-3     0.25000 
          31     1.50000      COMB13         Max      0.1154    -24.6515        31-3     0.50000 
          31     1.50000      COMB13         Max      0.1154    -24.6515        31-4     0.00000 
          31     2.00000      COMB13         Max      0.0883    -41.8712        31-4     0.50000 
          31     2.00000      COMB13         Max      0.0883    -41.8712        31-5     0.00000 
          31     2.35000      COMB13         Max      0.1497    -45.4915        31-5     0.35000 
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          31     0.15000      COMB13         Min     -0.1008     79.9448        31-1     0.15000 
          31     0.50000      COMB13         Min     -0.0583     43.6227        31-1     0.50000 
          31     0.50000      COMB13         Min     -0.0583     43.6227        31-2     0.00000 
          31     1.00000      COMB13         Min     -0.1196      3.8395        31-2     0.50000 
          31     1.00000      COMB13         Min     -0.1196      3.8395        31-3     0.00000 
          31     1.25000      COMB13         Min     -0.1170     -9.7474        31-3     0.25000 
          31     1.50000      COMB13         Min     -0.1189    -27.1438        31-3     0.50000 
          31     1.50000      COMB13         Min     -0.1189    -27.1438        31-4     0.00000 
          31     2.00000      COMB13         Min     -0.0938    -49.4288        31-4     0.50000 
          31     2.00000      COMB13         Min     -0.0938    -49.4288        31-5     0.00000 
          31     2.35000      COMB13         Min     -0.1567    -56.6181        31-5     0.35000 
          31     0.15000      COMB14         Max      0.3782     96.0931        31-1     0.15000 
          31     0.50000      COMB14         Max      0.0956     54.5843        31-1     0.50000 
          31     0.50000      COMB14         Max      0.0956     54.5843        31-2     0.00000 
          31     1.00000      COMB14         Max      0.2359      7.4475        31-2     0.50000 
          31     1.00000      COMB14         Max      0.2359      7.4475        31-3     0.00000 
          31     1.25000      COMB14         Max      0.2475     -9.6786        31-3     0.25000 
          31     1.50000      COMB14         Max      0.2611    -23.4495        31-3     0.50000 
          31     1.50000      COMB14         Max      0.2611    -23.4495        31-4     0.00000 
          31     2.00000      COMB14         Max      0.0965    -38.4787        31-4     0.50000 
          31     2.00000      COMB14         Max      0.0965    -38.4787        31-5     0.00000 
          31     2.35000      COMB14         Max      0.3219    -40.6184        31-5     0.35000 
          31     0.15000      COMB14         Min     -0.3759     74.8363        31-1     0.15000 
          31     0.50000      COMB14         Min     -0.0948     40.2119        31-1     0.50000 
          31     0.50000      COMB14         Min     -0.0948     40.2119        31-2     0.00000 
          31     1.00000      COMB14         Min     -0.2372      2.7743        31-2     0.50000 
          31     1.00000      COMB14         Min     -0.2372      2.7743        31-3     0.00000 
          31     1.25000      COMB14         Min     -0.2499     -9.7910        31-3     0.25000 
          31     1.50000      COMB14         Min     -0.2645    -28.3458        31-3     0.50000 
          31     1.50000      COMB14         Min     -0.2645    -28.3458        31-4     0.00000 
          31     2.00000      COMB14         Min     -0.1021    -52.8213        31-4     0.50000 
          31     2.00000      COMB14         Min     -0.1021    -52.8213        31-5     0.00000 
          31     2.35000      COMB14         Min     -0.3289    -61.4913        31-5     0.35000 
          31     0.15000         INV         Max      0.3782     96.0931        31-1     0.15000 
          31     0.50000         INV         Max      0.0956     54.5843        31-1     0.50000 
          31     0.50000         INV         Max      0.0956     54.5843        31-2     0.00000 
          31     1.00000         INV         Max      0.2359      7.4475        31-2     0.50000 
          31     1.00000         INV         Max      0.2359      7.4475        31-3     0.00000 
          31     1.25000         INV         Max      0.2475     -8.2792        31-3     0.25000 
          31     1.50000         INV         Max      0.2611    -17.8997        31-3     0.50000 
          31     1.50000         INV         Max      0.2611    -17.8997        31-4     0.00000 
          31     2.00000         INV         Max      0.0965    -26.2123        31-4     0.50000 
          31     2.00000         INV         Max      0.0965    -26.2123        31-5     0.00000 
          31     2.35000         INV         Max      0.3219    -24.7557        31-5     0.35000 
          31     0.15000         INV         Min     -0.3759     54.1547        31-1     0.15000 
          31     0.50000         INV         Min     -0.0948     27.5709        31-1     0.50000 
          31     0.50000         INV         Min     -0.0948     27.5709        31-2     0.00000 
          31     1.00000         INV         Min     -0.2372      0.0237        31-2     0.50000 
          31     1.00000         INV         Min     -0.2372      0.0237        31-3     0.00000 
          31     1.25000         INV         Min     -0.2499     -9.7910        31-3     0.25000 
          31     1.50000         INV         Min     -0.2645    -28.3458        31-3     0.50000 
          31     1.50000         INV         Min     -0.2645    -28.3458        31-4     0.00000 
          31     2.00000         INV         Min     -0.1021    -52.8213        31-4     0.50000 
          31     2.00000         INV         Min     -0.1021    -52.8213        31-5     0.00000 
          31     2.35000         INV         Min     -0.3289    -61.4913        31-5     0.35000 
          32     0.15000          PP               9.225E-04     60.1758        32-1     0.15000 
          32     0.50000          PP               6.324E-04     33.3113        32-1     0.50000 
          32     0.50000          PP               6.324E-04     33.3113        32-2     0.00000 
          32     1.00000          PP               2.180E-04      3.5288        32-2     0.50000 
          32     1.00000          PP               2.180E-04      3.5288        32-3     0.00000 
          32     1.25000          PP               1.084E-05     -6.8724        32-3     0.25000 
          32     1.50000          PP              -1.964E-04    -18.2783        32-3     0.50000 
          32     1.50000          PP              -1.964E-04    -18.2783        32-4     0.00000 
          32     2.00000          PP              -6.108E-04    -32.1258        32-4     0.50000 
          32     2.00000          PP              -6.108E-04    -32.1258        32-5     0.00000 
          32     2.35000          PP              -9.008E-04    -35.8330        32-5     0.35000 
          32     0.15000        PERM                  0.0024     35.7430        32-1     0.15000 
          32     0.50000        PERM                  0.0017     22.4996        32-1     0.50000 
          32     0.50000        PERM                  0.0017     22.4996        32-2     0.00000 
          32     1.00000        PERM               6.005E-04      5.6794        32-2     0.50000 
          32     1.00000        PERM               6.005E-04      5.6794        32-3     0.00000 
          32     1.25000        PERM               6.740E-05     -1.6239        32-3     0.25000 
          32     1.50000        PERM              -4.657E-04     -9.2396        32-3     0.50000 
          32     1.50000        PERM              -4.657E-04     -9.2396        32-4     0.00000 
          32     2.00000        PERM                 -0.0015    -22.2683        32-4     0.50000 
          32     2.00000        PERM                 -0.0015    -22.2683        32-5     0.00000 
          32     2.35000        PERM                 -0.0023    -29.9402        32-5     0.35000 
          32     0.15000        NEVE                  0.0017     24.4399        32-1     0.15000 
          32     0.50000        NEVE                  0.0011     15.4684        32-1     0.50000 
          32     0.50000        NEVE                  0.0011     15.4684        32-2     0.00000 
          32     1.00000        NEVE               4.109E-04      3.9599        32-2     0.50000 
          32     1.00000        NEVE               4.109E-04      3.9599        32-3     0.00000 
          32     1.25000        NEVE               4.612E-05     -1.1440        32-3     0.25000 
          32     1.50000        NEVE              -3.186E-04     -6.2479        32-3     0.50000 
          32     1.50000        NEVE              -3.186E-04     -6.2479        32-4     0.00000 
          32     2.00000        NEVE                 -0.0010    -15.1622        32-4     0.50000 
          32     2.00000        NEVE                 -0.0010    -15.1622        32-5     0.00000 
          32     2.35000        NEVE                 -0.0016    -20.5012        32-5     0.35000 
          32     0.15000      VENTOX              -8.432E-04     -6.4099        32-1     0.15000 
          32     0.50000      VENTOX              -3.707E-04     -4.0752        32-1     0.50000 
          32     0.50000      VENTOX              -3.707E-04     -4.0752        32-2     0.00000 
          32     1.00000      VENTOX               3.043E-04     -1.0630        32-2     0.50000 
          32     1.00000      VENTOX               3.043E-04     -1.0630        32-3     0.00000 
          32     1.25000      VENTOX               6.418E-04      0.2825        32-3     0.25000 
          32     1.50000      VENTOX               9.793E-04      1.6279        32-3     0.50000 
          32     1.50000      VENTOX               9.793E-04      1.6279        32-4     0.00000 
          32     2.00000      VENTOX                  0.0017      3.9996        32-4     0.50000 
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          32     2.00000      VENTOX                  0.0017      3.9996        32-5     0.00000 
          32     2.35000      VENTOX                  0.0021      5.4375        32-5     0.35000 
          32     0.15000      VENTOY                 -0.0496     -2.4079        32-1     0.15000 
          32     0.50000      VENTOY                 -0.0348     -1.3647        32-1     0.50000 
          32     0.50000      VENTOY                 -0.0348     -1.3647        32-2     0.00000 
          32     1.00000      VENTOY                 -0.0136     -0.1770        32-2     0.50000 
          32     1.00000      VENTOY                 -0.0136     -0.1770        32-3     0.00000 
          32     1.25000      VENTOY                 -0.0030      0.2660        32-3     0.25000 
          32     1.50000      VENTOY                  0.0076      0.7089        32-3     0.50000 
          32     1.50000      VENTOY                  0.0076      0.7089        32-4     0.00000 
          32     2.00000      VENTOY                  0.0288      1.2935        32-4     0.50000 
          32     2.00000      VENTOY                  0.0288      1.2935        32-5     0.00000 
          32     2.35000      VENTOY                  0.0436      1.4922        32-5     0.35000 
          32     0.15000      SISMAX         Max      0.1387      8.4972        32-1     0.15000 
          32     0.50000      SISMAX         Max      0.0745      5.8123        32-1     0.50000 
          32     0.50000      SISMAX         Max      0.0745      5.8123        32-2     0.00000 
          32     1.00000      SISMAX         Max      0.1634      1.9577        32-2     0.50000 
          32     1.00000      SISMAX         Max      0.1634      1.9577        32-3     0.00000 
          32     1.25000      SISMAX         Max      0.1587      0.0199        32-3     0.25000 
          32     1.50000      SISMAX         Max      0.1606      1.9180        32-3     0.50000 
          32     1.50000      SISMAX         Max      0.1606      1.9180        32-4     0.00000 
          32     2.00000      SISMAX         Max      0.1332      5.8176        32-4     0.50000 
          32     2.00000      SISMAX         Max      0.1332      5.8176        32-5     0.00000 
          32     2.35000      SISMAX         Max      0.2218      8.5657        32-5     0.35000 
          32     0.15000      SISMAY         Max      0.3516     12.4084        32-1     0.15000 
          32     0.50000      SISMAY         Max      0.1360      8.4115        32-1     0.50000 
          32     0.50000      SISMAY         Max      0.1360      8.4115        32-2     0.00000 
          32     1.00000      SISMAY         Max      0.1934      2.7570        32-2     0.50000 
          32     1.00000      SISMAY         Max      0.1934      2.7570        32-3     0.00000 
          32     1.25000      SISMAY         Max      0.2145      0.0443        32-3     0.25000 
          32     1.50000      SISMAY         Max      0.2407      2.8454        32-3     0.50000 
          32     1.50000      SISMAY         Max      0.2407      2.8454        32-4     0.00000 
          32     2.00000      SISMAY         Max      0.1267      8.3997        32-4     0.50000 
          32     2.00000      SISMAY         Max      0.1267      8.3997        32-5     0.00000 
          32     2.35000      SISMAY         Max      0.2243     12.2563        32-5     0.35000 
          32     0.15000        TERM               5.047E-04     -7.6694        32-1     0.15000 
          32     0.50000        TERM               4.538E-04     -5.2343        32-1     0.50000 
          32     0.50000        TERM               4.538E-04     -5.2343        32-2     0.00000 
          32     1.00000        TERM               3.812E-04     -1.7515        32-2     0.50000 
          32     1.00000        TERM               3.812E-04     -1.7515        32-3     0.00000 
          32     1.25000        TERM               3.449E-04     -0.0068        32-3     0.25000 
          32     1.50000        TERM               3.086E-04      1.7378        32-3     0.50000 
          32     1.50000        TERM               3.086E-04      1.7378        32-4     0.00000 
          32     2.00000        TERM               2.360E-04      5.2361        32-4     0.50000 
          32     2.00000        TERM               2.360E-04      5.2361        32-5     0.00000 
          32     2.35000        TERM               1.851E-04      7.6928        32-5     0.35000 
          32     0.15000       COMB1         Max      0.0038     88.2495        32-1     0.15000 
          32     0.50000       COMB1         Max      0.0028     50.5765        32-1     0.50000 
          32     0.50000       COMB1         Max      0.0028     50.5765        32-2     0.00000 
          32     1.00000       COMB1         Max      0.0012      7.4568        32-2     0.50000 
          32     1.00000       COMB1         Max      0.0012      7.4568        32-3     0.00000 
          32     1.25000       COMB1         Max   4.231E-04     -8.5030        32-3     0.25000 
          32     1.50000       COMB1         Max  -3.535E-04    -25.7801        32-3     0.50000 
          32     1.50000       COMB1         Max  -3.535E-04    -25.7801        32-4     0.00000 
          32     2.00000       COMB1         Max     -0.0019    -49.1580        32-4     0.50000 
          32     2.00000       COMB1         Max     -0.0019    -49.1580        32-5     0.00000 
          32     2.35000       COMB1         Max     -0.0030    -58.0804        32-5     0.35000 
          32     0.15000       COMB1         Min      0.0038     88.2495        32-1     0.15000 
          32     0.50000       COMB1         Min      0.0028     50.5765        32-1     0.50000 
          32     0.50000       COMB1         Min      0.0028     50.5765        32-2     0.00000 
          32     1.00000       COMB1         Min      0.0012      7.4568        32-2     0.50000 
          32     1.00000       COMB1         Min      0.0012      7.4568        32-3     0.00000 
          32     1.25000       COMB1         Min   4.231E-04     -8.5030        32-3     0.25000 
          32     1.50000       COMB1         Min  -3.535E-04    -25.7801        32-3     0.50000 
          32     1.50000       COMB1         Min  -3.535E-04    -25.7801        32-4     0.00000 
          32     2.00000       COMB1         Min     -0.0019    -49.1580        32-4     0.50000 
          32     2.00000       COMB1         Min     -0.0019    -49.1580        32-5     0.00000 
          32     2.35000       COMB1         Min     -0.0030    -58.0804        32-5     0.35000 
          32     0.15000       COMB2         Max      0.0055    112.6894        32-1     0.15000 
          32     0.50000       COMB2         Max      0.0039     66.0449        32-1     0.50000 
          32     0.50000       COMB2         Max      0.0039     66.0449        32-2     0.00000 
          32     1.00000       COMB2         Max      0.0016     11.4167        32-2     0.50000 
          32     1.00000       COMB2         Max      0.0016     11.4167        32-3     0.00000 
          32     1.25000       COMB2         Max   4.693E-04     -9.6470        32-3     0.25000 
          32     1.50000       COMB2         Max  -6.721E-04    -32.0279        32-3     0.50000 
          32     1.50000       COMB2         Max  -6.721E-04    -32.0279        32-4     0.00000 
          32     2.00000       COMB2         Max     -0.0030    -64.3203        32-4     0.50000 
          32     2.00000       COMB2         Max     -0.0030    -64.3203        32-5     0.00000 
          32     2.35000       COMB2         Max     -0.0046    -78.5816        32-5     0.35000 
          32     0.15000       COMB2         Min      0.0055    112.6894        32-1     0.15000 
          32     0.50000       COMB2         Min      0.0039     66.0449        32-1     0.50000 
          32     0.50000       COMB2         Min      0.0039     66.0449        32-2     0.00000 
          32     1.00000       COMB2         Min      0.0016     11.4167        32-2     0.50000 
          32     1.00000       COMB2         Min      0.0016     11.4167        32-3     0.00000 
          32     1.25000       COMB2         Min   4.693E-04     -9.6470        32-3     0.25000 
          32     1.50000       COMB2         Min  -6.721E-04    -32.0279        32-3     0.50000 
          32     1.50000       COMB2         Min  -6.721E-04    -32.0279        32-4     0.00000 
          32     2.00000       COMB2         Min     -0.0030    -64.3203        32-4     0.50000 
          32     2.00000       COMB2         Min     -0.0030    -64.3203        32-5     0.00000 
          32     2.35000       COMB2         Min     -0.0046    -78.5816        32-5     0.35000 
          32     0.15000       COMB3         Max      0.0030     81.8395        32-1     0.15000 
          32     0.50000       COMB3         Max      0.0024     46.5013        32-1     0.50000 
          32     0.50000       COMB3         Max      0.0024     46.5013        32-2     0.00000 
          32     1.00000       COMB3         Max      0.0015      6.3937        32-2     0.50000 
          32     1.00000       COMB3         Max      0.0015      6.3937        32-3     0.00000 
          32     1.25000       COMB3         Max      0.0011     -8.2206        32-3     0.25000 
          32     1.50000       COMB3         Max   6.258E-04    -24.1521        32-3     0.50000 
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          32     1.50000       COMB3         Max   6.258E-04    -24.1521        32-4     0.00000 
          32     2.00000       COMB3         Max  -2.525E-04    -45.1584        32-4     0.50000 
          32     2.00000       COMB3         Max  -2.525E-04    -45.1584        32-5     0.00000 
          32     2.35000       COMB3         Max  -8.673E-04    -52.6430        32-5     0.35000 
          32     0.15000       COMB3         Min      0.0030     81.8395        32-1     0.15000 
          32     0.50000       COMB3         Min      0.0024     46.5013        32-1     0.50000 
          32     0.50000       COMB3         Min      0.0024     46.5013        32-2     0.00000 
          32     1.00000       COMB3         Min      0.0015      6.3937        32-2     0.50000 
          32     1.00000       COMB3         Min      0.0015      6.3937        32-3     0.00000 
          32     1.25000       COMB3         Min      0.0011     -8.2206        32-3     0.25000 
          32     1.50000       COMB3         Min   6.258E-04    -24.1521        32-3     0.50000 
          32     1.50000       COMB3         Min   6.258E-04    -24.1521        32-4     0.00000 
          32     2.00000       COMB3         Min  -2.525E-04    -45.1584        32-4     0.50000 
          32     2.00000       COMB3         Min  -2.525E-04    -45.1584        32-5     0.00000 
          32     2.35000       COMB3         Min  -8.673E-04    -52.6430        32-5     0.35000 
          32     0.15000       COMB4         Max     -0.0457     85.8415        32-1     0.15000 
          32     0.50000       COMB4         Max     -0.0320     49.2118        32-1     0.50000 
          32     0.50000       COMB4         Max     -0.0320     49.2118        32-2     0.00000 
          32     1.00000       COMB4         Max     -0.0124      7.2798        32-2     0.50000 
          32     1.00000       COMB4         Max     -0.0124      7.2798        32-3     0.00000 
          32     1.25000       COMB4         Max     -0.0026     -8.2371        32-3     0.25000 
          32     1.50000       COMB4         Max      0.0072    -25.0711        32-3     0.50000 
          32     1.50000       COMB4         Max      0.0072    -25.0711        32-4     0.00000 
          32     2.00000       COMB4         Max      0.0268    -47.8645        32-4     0.50000 
          32     2.00000       COMB4         Max      0.0268    -47.8645        32-5     0.00000 
          32     2.35000       COMB4         Max      0.0406    -56.5882        32-5     0.35000 
          32     0.15000       COMB4         Min     -0.0457     85.8415        32-1     0.15000 
          32     0.50000       COMB4         Min     -0.0320     49.2118        32-1     0.50000 
          32     0.50000       COMB4         Min     -0.0320     49.2118        32-2     0.00000 
          32     1.00000       COMB4         Min     -0.0124      7.2798        32-2     0.50000 
          32     1.00000       COMB4         Min     -0.0124      7.2798        32-3     0.00000 
          32     1.25000       COMB4         Min     -0.0026     -8.2371        32-3     0.25000 
          32     1.50000       COMB4         Min      0.0072    -25.0711        32-3     0.50000 
          32     1.50000       COMB4         Min      0.0072    -25.0711        32-4     0.00000 
          32     2.00000       COMB4         Min      0.0268    -47.8645        32-4     0.50000 
          32     2.00000       COMB4         Min      0.0268    -47.8645        32-5     0.00000 
          32     2.35000       COMB4         Min      0.0406    -56.5882        32-5     0.35000 
          32     0.15000       COMB5         Max      0.0046    106.2795        32-1     0.15000 
          32     0.50000       COMB5         Max      0.0035     61.9697        32-1     0.50000 
          32     0.50000       COMB5         Max      0.0035     61.9697        32-2     0.00000 
          32     1.00000       COMB5         Max      0.0019     10.3536        32-2     0.50000 
          32     1.00000       COMB5         Max      0.0019     10.3536        32-3     0.00000 
          32     1.25000       COMB5         Max      0.0011     -9.3646        32-3     0.25000 
          32     1.50000       COMB5         Max   3.071E-04    -30.4000        32-3     0.50000 
          32     1.50000       COMB5         Max   3.071E-04    -30.4000        32-4     0.00000 
          32     2.00000       COMB5         Max     -0.0013    -60.3206        32-4     0.50000 
          32     2.00000       COMB5         Max     -0.0013    -60.3206        32-5     0.00000 
          32     2.35000       COMB5         Max     -0.0024    -73.1442        32-5     0.35000 
          32     0.15000       COMB5         Min      0.0046    106.2795        32-1     0.15000 
          32     0.50000       COMB5         Min      0.0035     61.9697        32-1     0.50000 
          32     0.50000       COMB5         Min      0.0035     61.9697        32-2     0.00000 
          32     1.00000       COMB5         Min      0.0019     10.3536        32-2     0.50000 
          32     1.00000       COMB5         Min      0.0019     10.3536        32-3     0.00000 
          32     1.25000       COMB5         Min      0.0011     -9.3646        32-3     0.25000 
          32     1.50000       COMB5         Min   3.071E-04    -30.4000        32-3     0.50000 
          32     1.50000       COMB5         Min   3.071E-04    -30.4000        32-4     0.00000 
          32     2.00000       COMB5         Min     -0.0013    -60.3206        32-4     0.50000 
          32     2.00000       COMB5         Min     -0.0013    -60.3206        32-5     0.00000 
          32     2.35000       COMB5         Min     -0.0024    -73.1442        32-5     0.35000 
          32     0.15000       COMB6         Max     -0.0441    110.2815        32-1     0.15000 
          32     0.50000       COMB6         Max     -0.0309     64.6802        32-1     0.50000 
          32     0.50000       COMB6         Max     -0.0309     64.6802        32-2     0.00000 
          32     1.00000       COMB6         Max     -0.0120     11.2397        32-2     0.50000 
          32     1.00000       COMB6         Max     -0.0120     11.2397        32-3     0.00000 
          32     1.25000       COMB6         Max     -0.0025     -9.3811        32-3     0.25000 
          32     1.50000       COMB6         Max      0.0069    -31.3190        32-3     0.50000 
          32     1.50000       COMB6         Max      0.0069    -31.3190        32-4     0.00000 
          32     2.00000       COMB6         Max      0.0258    -63.0268        32-4     0.50000 
          32     2.00000       COMB6         Max      0.0258    -63.0268        32-5     0.00000 
          32     2.35000       COMB6         Max      0.0390    -77.0894        32-5     0.35000 
          32     0.15000       COMB6         Min     -0.0441    110.2815        32-1     0.15000 
          32     0.50000       COMB6         Min     -0.0309     64.6802        32-1     0.50000 
          32     0.50000       COMB6         Min     -0.0309     64.6802        32-2     0.00000 
          32     1.00000       COMB6         Min     -0.0120     11.2397        32-2     0.50000 
          32     1.00000       COMB6         Min     -0.0120     11.2397        32-3     0.00000 
          32     1.25000       COMB6         Min     -0.0025     -9.3811        32-3     0.25000 
          32     1.50000       COMB6         Min      0.0069    -31.3190        32-3     0.50000 
          32     1.50000       COMB6         Min      0.0069    -31.3190        32-4     0.00000 
          32     2.00000       COMB6         Min      0.0258    -63.0268        32-4     0.50000 
          32     2.00000       COMB6         Min      0.0258    -63.0268        32-5     0.00000 
          32     2.35000       COMB6         Min      0.0390    -77.0894        32-5     0.35000 
          32     0.15000       COMB7         Max      0.0028    103.5882        32-1     0.15000 
          32     0.50000       COMB7         Max      0.0018     61.0451        32-1     0.50000 
          32     0.50000       COMB7         Max      0.0018     61.0451        32-2     0.00000 
          32     1.00000       COMB7         Max   4.374E-04     10.9597        32-2     0.50000 
          32     1.00000       COMB7         Max   4.374E-04     10.9597        32-3     0.00000 
          32     1.25000       COMB7         Max  -2.667E-04     -8.4894        32-3     0.25000 
          32     1.50000       COMB7         Max  -9.707E-04    -29.2557        32-3     0.50000 
          32     1.50000       COMB7         Max  -9.707E-04    -29.2557        32-4     0.00000 
          32     2.00000       COMB7         Max     -0.0024    -59.6303        32-4     0.50000 
          32     2.00000       COMB7         Max     -0.0024    -59.6303        32-5     0.00000 
          32     2.35000       COMB7         Max     -0.0034    -73.4660        32-5     0.35000 
          32     0.15000       COMB7         Min      0.0028    103.5882        32-1     0.15000 
          32     0.50000       COMB7         Min      0.0018     61.0451        32-1     0.50000 
          32     0.50000       COMB7         Min      0.0018     61.0451        32-2     0.00000 
          32     1.00000       COMB7         Min   4.374E-04     10.9597        32-2     0.50000 
          32     1.00000       COMB7         Min   4.374E-04     10.9597        32-3     0.00000 
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          32     1.25000       COMB7         Min  -2.667E-04     -8.4894        32-3     0.25000 
          32     1.50000       COMB7         Min  -9.707E-04    -29.2557        32-3     0.50000 
          32     1.50000       COMB7         Min  -9.707E-04    -29.2557        32-4     0.00000 
          32     2.00000       COMB7         Min     -0.0024    -59.6303        32-4     0.50000 
          32     2.00000       COMB7         Min     -0.0024    -59.6303        32-5     0.00000 
          32     2.35000       COMB7         Min     -0.0034    -73.4660        32-5     0.35000 
          32     0.15000       COMB8         Max      0.0045    128.0281        32-1     0.15000 
          32     0.50000       COMB8         Max      0.0030     76.5136        32-1     0.50000 
          32     0.50000       COMB8         Max      0.0030     76.5136        32-2     0.00000 
          32     1.00000       COMB8         Max   8.482E-04     14.9196        32-2     0.50000 
          32     1.00000       COMB8         Max   8.482E-04     14.9196        32-3     0.00000 
          32     1.25000       COMB8         Max  -2.205E-04     -9.6334        32-3     0.25000 
          32     1.50000       COMB8         Max     -0.0013    -35.5036        32-3     0.50000 
          32     1.50000       COMB8         Max     -0.0013    -35.5036        32-4     0.00000 
          32     2.00000       COMB8         Max     -0.0034    -74.7925        32-4     0.50000 
          32     2.00000       COMB8         Max     -0.0034    -74.7925        32-5     0.00000 
          32     2.35000       COMB8         Max     -0.0049    -93.9672        32-5     0.35000 
          32     0.15000       COMB8         Min      0.0045    128.0281        32-1     0.15000 
          32     0.50000       COMB8         Min      0.0030     76.5136        32-1     0.50000 
          32     0.50000       COMB8         Min      0.0030     76.5136        32-2     0.00000 
          32     1.00000       COMB8         Min   8.482E-04     14.9196        32-2     0.50000 
          32     1.00000       COMB8         Min   8.482E-04     14.9196        32-3     0.00000 
          32     1.25000       COMB8         Min  -2.205E-04     -9.6334        32-3     0.25000 
          32     1.50000       COMB8         Min     -0.0013    -35.5036        32-3     0.50000 
          32     1.50000       COMB8         Min     -0.0013    -35.5036        32-4     0.00000 
          32     2.00000       COMB8         Min     -0.0034    -74.7925        32-4     0.50000 
          32     2.00000       COMB8         Min     -0.0034    -74.7925        32-5     0.00000 
          32     2.35000       COMB8         Min     -0.0049    -93.9672        32-5     0.35000 
          32     0.15000       COMB9         Max      0.0020     97.1783        32-1     0.15000 
          32     0.50000       COMB9         Max      0.0015     56.9699        32-1     0.50000 
          32     0.50000       COMB9         Max      0.0015     56.9699        32-2     0.00000 
          32     1.00000       COMB9         Max   7.417E-04      9.8966        32-2     0.50000 
          32     1.00000       COMB9         Max   7.417E-04      9.8966        32-3     0.00000 
          32     1.25000       COMB9         Max   3.751E-04     -8.2070        32-3     0.25000 
          32     1.50000       COMB9         Max   8.615E-06    -27.6278        32-3     0.50000 
          32     1.50000       COMB9         Max   8.615E-06    -27.6278        32-4     0.00000 
          32     2.00000       COMB9         Max  -7.244E-04    -55.6306        32-4     0.50000 
          32     2.00000       COMB9         Max  -7.244E-04    -55.6306        32-5     0.00000 
          32     2.35000       COMB9         Max     -0.0012    -68.0285        32-5     0.35000 
          32     0.15000       COMB9         Min      0.0020     97.1783        32-1     0.15000 
          32     0.50000       COMB9         Min      0.0015     56.9699        32-1     0.50000 
          32     0.50000       COMB9         Min      0.0015     56.9699        32-2     0.00000 
          32     1.00000       COMB9         Min   7.417E-04      9.8966        32-2     0.50000 
          32     1.00000       COMB9         Min   7.417E-04      9.8966        32-3     0.00000 
          32     1.25000       COMB9         Min   3.751E-04     -8.2070        32-3     0.25000 
          32     1.50000       COMB9         Min   8.615E-06    -27.6278        32-3     0.50000 
          32     1.50000       COMB9         Min   8.615E-06    -27.6278        32-4     0.00000 
          32     2.00000       COMB9         Min  -7.244E-04    -55.6306        32-4     0.50000 
          32     2.00000       COMB9         Min  -7.244E-04    -55.6306        32-5     0.00000 
          32     2.35000       COMB9         Min     -0.0012    -68.0285        32-5     0.35000 
          32     0.15000      COMB10         Max     -0.0467    101.1803        32-1     0.15000 
          32     0.50000      COMB10         Max     -0.0329     59.6804        32-1     0.50000 
          32     0.50000      COMB10         Max     -0.0329     59.6804        32-2     0.00000 
          32     1.00000      COMB10         Max     -0.0132     10.7827        32-2     0.50000 
          32     1.00000      COMB10         Max     -0.0132     10.7827        32-3     0.00000 
          32     1.25000      COMB10         Max     -0.0033     -8.2235        32-3     0.25000 
          32     1.50000      COMB10         Max      0.0066    -28.5468        32-3     0.50000 
          32     1.50000      COMB10         Max      0.0066    -28.5468        32-4     0.00000 
          32     2.00000      COMB10         Max      0.0264    -58.3368        32-4     0.50000 
          32     2.00000      COMB10         Max      0.0264    -58.3368        32-5     0.00000 
          32     2.35000      COMB10         Max      0.0402    -71.9738        32-5     0.35000 
          32     0.15000      COMB10         Min     -0.0467    101.1803        32-1     0.15000 
          32     0.50000      COMB10         Min     -0.0329     59.6804        32-1     0.50000 
          32     0.50000      COMB10         Min     -0.0329     59.6804        32-2     0.00000 
          32     1.00000      COMB10         Min     -0.0132     10.7827        32-2     0.50000 
          32     1.00000      COMB10         Min     -0.0132     10.7827        32-3     0.00000 
          32     1.25000      COMB10         Min     -0.0033     -8.2235        32-3     0.25000 
          32     1.50000      COMB10         Min      0.0066    -28.5468        32-3     0.50000 
          32     1.50000      COMB10         Min      0.0066    -28.5468        32-4     0.00000 
          32     2.00000      COMB10         Min      0.0264    -58.3368        32-4     0.50000 
          32     2.00000      COMB10         Min      0.0264    -58.3368        32-5     0.00000 
          32     2.35000      COMB10         Min      0.0402    -71.9738        32-5     0.35000 
          32     0.15000      COMB11         Max      0.0036    121.6182        32-1     0.15000 
          32     0.50000      COMB11         Max      0.0026     72.4383        32-1     0.50000 
          32     0.50000      COMB11         Max      0.0026     72.4383        32-2     0.00000 
          32     1.00000      COMB11         Max      0.0012     13.8565        32-2     0.50000 
          32     1.00000      COMB11         Max      0.0012     13.8565        32-3     0.00000 
          32     1.25000      COMB11         Max   4.212E-04     -9.3510        32-3     0.25000 
          32     1.50000      COMB11         Max  -3.100E-04    -33.8757        32-3     0.50000 
          32     1.50000      COMB11         Max  -3.100E-04    -33.8757        32-4     0.00000 
          32     2.00000      COMB11         Max     -0.0018    -70.7929        32-4     0.50000 
          32     2.00000      COMB11         Max     -0.0018    -70.7929        32-5     0.00000 
          32     2.35000      COMB11         Max     -0.0028    -88.5297        32-5     0.35000 
          32     0.15000      COMB11         Min      0.0036    121.6182        32-1     0.15000 
          32     0.50000      COMB11         Min      0.0026     72.4383        32-1     0.50000 
          32     0.50000      COMB11         Min      0.0026     72.4383        32-2     0.00000 
          32     1.00000      COMB11         Min      0.0012     13.8565        32-2     0.50000 
          32     1.00000      COMB11         Min      0.0012     13.8565        32-3     0.00000 
          32     1.25000      COMB11         Min   4.212E-04     -9.3510        32-3     0.25000 
          32     1.50000      COMB11         Min  -3.100E-04    -33.8757        32-3     0.50000 
          32     1.50000      COMB11         Min  -3.100E-04    -33.8757        32-4     0.00000 
          32     2.00000      COMB11         Min     -0.0018    -70.7929        32-4     0.50000 
          32     2.00000      COMB11         Min     -0.0018    -70.7929        32-5     0.00000 
          32     2.35000      COMB11         Min     -0.0028    -88.5297        32-5     0.35000 
          32     0.15000      COMB12         Max     -0.0451    125.6202        32-1     0.15000 
          32     0.50000      COMB12         Max     -0.0318     75.1488        32-1     0.50000 
          32     0.50000      COMB12         Max     -0.0318     75.1488        32-2     0.00000 
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          32     1.00000      COMB12         Max     -0.0127     14.7426        32-2     0.50000 
          32     1.00000      COMB12         Max     -0.0127     14.7426        32-3     0.00000 
          32     1.25000      COMB12         Max     -0.0032     -9.3675        32-3     0.25000 
          32     1.50000      COMB12         Max      0.0063    -34.7947        32-3     0.50000 
          32     1.50000      COMB12         Max      0.0063    -34.7947        32-4     0.00000 
          32     2.00000      COMB12         Max      0.0253    -73.4990        32-4     0.50000 
          32     2.00000      COMB12         Max      0.0253    -73.4990        32-5     0.00000 
          32     2.35000      COMB12         Max      0.0386    -92.4750        32-5     0.35000 
          32     0.15000      COMB12         Min     -0.0451    125.6202        32-1     0.15000 
          32     0.50000      COMB12         Min     -0.0318     75.1488        32-1     0.50000 
          32     0.50000      COMB12         Min     -0.0318     75.1488        32-2     0.00000 
          32     1.00000      COMB12         Min     -0.0127     14.7426        32-2     0.50000 
          32     1.00000      COMB12         Min     -0.0127     14.7426        32-3     0.00000 
          32     1.25000      COMB12         Min     -0.0032     -9.3675        32-3     0.25000 
          32     1.50000      COMB12         Min      0.0063    -34.7947        32-3     0.50000 
          32     1.50000      COMB12         Min      0.0063    -34.7947        32-4     0.00000 
          32     2.00000      COMB12         Min      0.0253    -73.4990        32-4     0.50000 
          32     2.00000      COMB12         Min      0.0253    -73.4990        32-5     0.00000 
          32     2.35000      COMB12         Min      0.0386    -92.4750        32-5     0.35000 
          32     0.15000      COMB13         Max      0.1437    128.8559        32-1     0.15000 
          32     0.50000      COMB13         Max      0.0780     77.0915        32-1     0.50000 
          32     0.50000      COMB13         Max      0.0780     77.0915        32-2     0.00000 
          32     1.00000      COMB13         Max      0.1646     15.1259        32-2     0.50000 
          32     1.00000      COMB13         Max      0.1646     15.1259        32-3     0.00000 
          32     1.25000      COMB13         Max      0.1588     -9.6203        32-3     0.25000 
          32     1.50000      COMB13         Max      0.1597    -31.8478        32-3     0.50000 
          32     1.50000      COMB13         Max      0.1597    -31.8478        32-4     0.00000 
          32     2.00000      COMB13         Max      0.1300    -63.7388        32-4     0.50000 
          32     2.00000      COMB13         Max      0.1300    -63.7388        32-5     0.00000 
          32     2.35000      COMB13         Max      0.2171    -77.7087        32-5     0.35000 
          32     0.15000      COMB13         Min     -0.1337    111.8616        32-1     0.15000 
          32     0.50000      COMB13         Min     -0.0711     65.4670        32-1     0.50000 
          32     0.50000      COMB13         Min     -0.0711     65.4670        32-2     0.00000 
          32     1.00000      COMB13         Min     -0.1621     11.2104        32-2     0.50000 
          32     1.00000      COMB13         Min     -0.1621     11.2104        32-3     0.00000 
          32     1.25000      COMB13         Min     -0.1586     -9.6601        32-3     0.25000 
          32     1.50000      COMB13         Min     -0.1616    -35.6837        32-3     0.50000 
          32     1.50000      COMB13         Min     -0.1616    -35.6837        32-4     0.00000 
          32     2.00000      COMB13         Min     -0.1364    -75.3740        32-4     0.50000 
          32     2.00000      COMB13         Min     -0.1364    -75.3740        32-5     0.00000 
          32     2.35000      COMB13         Min     -0.2266    -94.8400        32-5     0.35000 
          32     0.15000      COMB14         Max      0.3566    132.7672        32-1     0.15000 
          32     0.50000      COMB14         Max      0.1394     79.6907        32-1     0.50000 
          32     0.50000      COMB14         Max      0.1394     79.6907        32-2     0.00000 
          32     1.00000      COMB14         Max      0.1947     15.9251        32-2     0.50000 
          32     1.00000      COMB14         Max      0.1947     15.9251        32-3     0.00000 
          32     1.25000      COMB14         Max      0.2146     -9.5959        32-3     0.25000 
          32     1.50000      COMB14         Max      0.2397    -30.9204        32-3     0.50000 
          32     1.50000      COMB14         Max      0.2397    -30.9204        32-4     0.00000 
          32     2.00000      COMB14         Max      0.1235    -61.1567        32-4     0.50000 
          32     2.00000      COMB14         Max      0.1235    -61.1567        32-5     0.00000 
          32     2.35000      COMB14         Max      0.2195    -74.0181        32-5     0.35000 
          32     0.15000      COMB14         Min     -0.3466    107.9503        32-1     0.15000 
          32     0.50000      COMB14         Min     -0.1325     62.8678        32-1     0.50000 
          32     0.50000      COMB14         Min     -0.1325     62.8678        32-2     0.00000 
          32     1.00000      COMB14         Min     -0.1922     10.4111        32-2     0.50000 
          32     1.00000      COMB14         Min     -0.1922     10.4111        32-3     0.00000 
          32     1.25000      COMB14         Min     -0.2143     -9.6845        32-3     0.25000 
          32     1.50000      COMB14         Min     -0.2417    -36.6112        32-3     0.50000 
          32     1.50000      COMB14         Min     -0.2417    -36.6112        32-4     0.00000 
          32     2.00000      COMB14         Min     -0.1298    -77.9561        32-4     0.50000 
          32     2.00000      COMB14         Min     -0.1298    -77.9561        32-5     0.00000 
          32     2.35000      COMB14         Min     -0.2290    -98.5307        32-5     0.35000 
          32     0.15000         INV         Max      0.3566    132.7672        32-1     0.15000 
          32     0.50000         INV         Max      0.1394     79.6907        32-1     0.50000 
          32     0.50000         INV         Max      0.1394     79.6907        32-2     0.00000 
          32     1.00000         INV         Max      0.1947     15.9251        32-2     0.50000 
          32     1.00000         INV         Max      0.1947     15.9251        32-3     0.00000 
          32     1.25000         INV         Max      0.2146     -8.2070        32-3     0.25000 
          32     1.50000         INV         Max      0.2397    -24.1521        32-3     0.50000 
          32     1.50000         INV         Max      0.2397    -24.1521        32-4     0.00000 
          32     2.00000         INV         Max      0.1300    -45.1584        32-4     0.50000 
          32     2.00000         INV         Max      0.1300    -45.1584        32-5     0.00000 
          32     2.35000         INV         Max      0.2195    -52.6430        32-5     0.35000 
          32     0.15000         INV         Min     -0.3466     81.8395        32-1     0.15000 
          32     0.50000         INV         Min     -0.1325     46.5013        32-1     0.50000 
          32     0.50000         INV         Min     -0.1325     46.5013        32-2     0.00000 
          32     1.00000         INV         Min     -0.1922      6.3937        32-2     0.50000 
          32     1.00000         INV         Min     -0.1922      6.3937        32-3     0.00000 
          32     1.25000         INV         Min     -0.2143     -9.6845        32-3     0.25000 
          32     1.50000         INV         Min     -0.2417    -36.6112        32-3     0.50000 
          32     1.50000         INV         Min     -0.2417    -36.6112        32-4     0.00000 
          32     2.00000         INV         Min     -0.1364    -77.9561        32-4     0.50000 
          32     2.00000         INV         Min     -0.1364    -77.9561        32-5     0.00000 
          32     2.35000         INV         Min     -0.2290    -98.5307        32-5     0.35000 
          33     0.67500          PP                 -2.6523     -0.3284          33     0.67500 
          33     2.61250          PP                  1.6950      0.1502          33     2.61250 
          33     4.55000          PP                  6.0423      0.6288          33     4.55000 
          33     0.67500        PERM                 -4.3279     -0.0525          33     0.67500 
          33     2.61250        PERM                  2.7668     -0.0240          33     2.61250 
          33     4.55000        PERM                  9.8615      0.0044          33     4.55000 
          33     0.67500        NEVE                 -2.9612     -0.0359          33     0.67500 
          33     2.61250        NEVE                  1.8930     -0.0164          33     2.61250 
          33     4.55000        NEVE                  6.7473      0.0030          33     4.55000 
          33     0.67500      VENTOX                  0.7289     -0.6479          33     0.67500 
          33     2.61250      VENTOX                 -0.4660      0.0235          33     2.61250 
          33     4.55000      VENTOX                 -1.6609      0.6949          33     4.55000 
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          33     0.67500      VENTOY                  9.2599     -0.6047          33     0.67500 
          33     2.61250      VENTOY                 -1.2089      0.0266          33     2.61250 
          33     4.55000      VENTOY                 -8.6747      0.6579          33     4.55000 
          33     0.67500      SISMAX         Max   1.119E-05     11.1271          33     0.67500 
          33     2.61250      SISMAX         Max   7.314E-07      0.3293          33     2.61250 
          33     4.55000      SISMAX         Max   9.794E-06     11.7858          33     4.55000 
          33     0.67500      SISMAY         Max     15.8316      2.0306          33     0.67500 
          33     2.61250      SISMAY         Max      0.0644      0.0701          33     2.61250 
          33     4.55000      SISMAY         Max     15.7083      2.1707          33     4.55000 
          33     0.67500        TERM                 -3.4597    -11.3848          33     0.67500 
          33     2.61250        TERM                 -0.2116      0.3330          33     2.61250 
          33     4.55000        TERM                  3.0365     12.0508          33     4.55000 
          33     0.67500       COMB1         Max    -10.4399    -11.7657          33     0.67500 
          33     2.61250       COMB1         Max      4.2502      0.4592          33     2.61250 
          33     4.55000       COMB1         Max     18.9403     12.6840          33     4.55000 
          33     0.67500       COMB1         Min    -10.4399    -11.7657          33     0.67500 
          33     2.61250       COMB1         Min      4.2502      0.4592          33     2.61250 
          33     4.55000       COMB1         Min     18.9403     12.6840          33     4.55000 
          33     0.67500       COMB2         Max    -13.4012    -11.8016          33     0.67500 
          33     2.61250       COMB2         Max      6.1432      0.4427          33     2.61250 
          33     4.55000       COMB2         Max     25.6876     12.6870          33     4.55000 
          33     0.67500       COMB2         Min    -13.4012    -11.8016          33     0.67500 
          33     2.61250       COMB2         Min      6.1432      0.4427          33     2.61250 
          33     4.55000       COMB2         Min     25.6876     12.6870          33     4.55000 
          33     0.67500       COMB3         Max     -9.7110    -12.4136          33     0.67500 
          33     2.61250       COMB3         Max      3.7842      0.4827          33     2.61250 
          33     4.55000       COMB3         Max     17.2794     13.3789          33     4.55000 
          33     0.67500       COMB3         Min     -9.7110    -12.4136          33     0.67500 
          33     2.61250       COMB3         Min      3.7842      0.4827          33     2.61250 
          33     4.55000       COMB3         Min     17.2794     13.3789          33     4.55000 
          33     0.67500       COMB4         Max     -1.1800    -12.3704          33     0.67500 
          33     2.61250       COMB4         Max      3.0412      0.4857          33     2.61250 
          33     4.55000       COMB4         Max     10.2656     13.3419          33     4.55000 
          33     0.67500       COMB4         Min     -1.1800    -12.3704          33     0.67500 
          33     2.61250       COMB4         Min      3.0412      0.4857          33     2.61250 
          33     4.55000       COMB4         Min     10.2656     13.3419          33     4.55000 
          33     0.67500       COMB5         Max    -12.6722    -12.4495          33     0.67500 
          33     2.61250       COMB5         Max      5.6772      0.4662          33     2.61250 
          33     4.55000       COMB5         Max     24.0267     13.3819          33     4.55000 
          33     0.67500       COMB5         Min    -12.6722    -12.4495          33     0.67500 
          33     2.61250       COMB5         Min      5.6772      0.4662          33     2.61250 
          33     4.55000       COMB5         Min     24.0267     13.3819          33     4.55000 
          33     0.67500       COMB6         Max     -4.1412    -12.4063          33     0.67500 
          33     2.61250       COMB6         Max      4.9343      0.4693          33     2.61250 
          33     4.55000       COMB6         Max     17.0129     13.3449          33     4.55000 
          33     0.67500       COMB6         Min     -4.1412    -12.4063          33     0.67500 
          33     2.61250       COMB6         Min      4.9343      0.4693          33     2.61250 
          33     4.55000       COMB6         Min     17.0129     13.3449          33     4.55000 
          33     0.67500       COMB7         Max     -3.5205     11.0040          33     0.67500 
          33     2.61250       COMB7         Max      4.6734     -0.2068          33     2.61250 
          33     4.55000       COMB7         Max     12.8673    -11.4177          33     4.55000 
          33     0.67500       COMB7         Min     -3.5205     11.0040          33     0.67500 
          33     2.61250       COMB7         Min      4.6734     -0.2068          33     2.61250 
          33     4.55000       COMB7         Min     12.8673    -11.4177          33     4.55000 
          33     0.67500       COMB8         Max     -6.4817     10.9681          33     0.67500 
          33     2.61250       COMB8         Max      6.5665     -0.2233          33     2.61250 
          33     4.55000       COMB8         Max     19.6146    -11.4146          33     4.55000 
          33     0.67500       COMB8         Min     -6.4817     10.9681          33     0.67500 
          33     2.61250       COMB8         Min      6.5665     -0.2233          33     2.61250 
          33     4.55000       COMB8         Min     19.6146    -11.4146          33     4.55000 
          33     0.67500       COMB9         Max     -2.7916     10.3561          33     0.67500 
          33     2.61250       COMB9         Max      4.2074     -0.1833          33     2.61250 
          33     4.55000       COMB9         Max     11.2064    -10.7228          33     4.55000 
          33     0.67500       COMB9         Min     -2.7916     10.3561          33     0.67500 
          33     2.61250       COMB9         Min      4.2074     -0.1833          33     2.61250 
          33     4.55000       COMB9         Min     11.2064    -10.7228          33     4.55000 
          33     0.67500      COMB10         Max      5.7395     10.3993          33     0.67500 
          33     2.61250      COMB10         Max      3.4645     -0.1802          33     2.61250 
          33     4.55000      COMB10         Max      4.1926    -10.7598          33     4.55000 
          33     0.67500      COMB10         Min      5.7395     10.3993          33     0.67500 
          33     2.61250      COMB10         Min      3.4645     -0.1802          33     2.61250 
          33     4.55000      COMB10         Min      4.1926    -10.7598          33     4.55000 
          33     0.67500      COMB11         Max     -5.7528     10.3202          33     0.67500 
          33     2.61250      COMB11         Max      6.1005     -0.1998          33     2.61250 
          33     4.55000      COMB11         Max     17.9537    -10.7197          33     4.55000 
          33     0.67500      COMB11         Min     -5.7528     10.3202          33     0.67500 
          33     2.61250      COMB11         Min      6.1005     -0.1998          33     2.61250 
          33     4.55000      COMB11         Min     17.9537    -10.7197          33     4.55000 
          33     0.67500      COMB12         Max      2.7782     10.3634          33     0.67500 
          33     2.61250      COMB12         Max      5.3575     -0.1967          33     2.61250 
          33     4.55000      COMB12         Max     10.9399    -10.7568          33     4.55000 
          33     0.67500      COMB12         Min      2.7782     10.3634          33     0.67500 
          33     2.61250      COMB12         Min      5.3575     -0.1967          33     2.61250 
          33     4.55000      COMB12         Min     10.9399    -10.7568          33     4.55000 
          33     0.67500      COMB13         Max     -9.9414     10.7104          33     0.67500 
          33     2.61250      COMB13         Max      6.3548      0.4391          33     2.61250 
          33     4.55000      COMB13         Max     22.6511     12.4220          33     4.55000 
          33     0.67500      COMB13         Min     -9.9414    -11.5439          33     0.67500 
          33     2.61250      COMB13         Min      6.3548     -0.2196          33     2.61250 
          33     4.55000      COMB13         Min     22.6511    -11.1496          33     4.55000 
          33     0.67500      COMB14         Max      5.8902      1.6139          33     0.67500 
          33     2.61250      COMB14         Max      6.4192      0.1799          33     2.61250 
          33     4.55000      COMB14         Max     38.3595      2.8069          33     4.55000 
          33     0.67500      COMB14         Min    -25.7730     -2.4474          33     0.67500 
          33     2.61250      COMB14         Min      6.2904      0.0396          33     2.61250 
          33     4.55000      COMB14         Min      6.9428     -1.5345          33     4.55000 
          33     0.67500         INV         Max      5.8902     11.0040          33     0.67500 
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          33     2.61250         INV         Max      6.5665      0.4857          33     2.61250 
          33     4.55000         INV         Max     38.3595     13.3819          33     4.55000 
          33     0.67500         INV         Min    -25.7730    -12.4495          33     0.67500 
          33     2.61250         INV         Min      3.0412     -0.2233          33     2.61250 
          33     4.55000         INV         Min      4.1926    -11.4177          33     4.55000 
          34     0.67500          PP                  0.0763     -0.4994          34     0.67500 
          34     2.66250          PP                 -0.0156      0.3348          34     2.66250 
          34     4.65000          PP                 -0.1074      1.1690          34     4.65000 
          34     0.67500        PERM                  0.0763     -1.1167          34     0.67500 
          34     2.66250        PERM                 -0.0162      0.7487          34     2.66250 
          34     4.65000        PERM                 -0.1087      2.6141          34     4.65000 
          34     0.67500        NEVE                  0.0522     -0.7640          34     0.67500 
          34     2.66250        NEVE                 -0.0111      0.5123          34     2.66250 
          34     4.65000        NEVE                 -0.0744      1.7886          34     4.65000 
          34     0.67500      VENTOX                  0.3771      0.1881          34     0.67500 
          34     2.66250      VENTOX                 -0.0160     -0.1261          34     2.66250 
          34     4.65000      VENTOX                 -0.4090     -0.4403          34     4.65000 
          34     0.67500      VENTOY                  0.3493      3.4668          34     0.67500 
          34     2.66250      VENTOY                 -0.0160     -1.5242          34     2.66250 
          34     4.65000      VENTOY                 -0.3813     -0.1950          34     4.65000 
          34     0.67500      SISMAX         Max      6.6056   5.112E-06          34     0.67500 
          34     2.66250      SISMAX         Max      0.3170   1.696E-07          34     2.66250 
          34     4.65000      SISMAX         Max      7.2396   4.960E-06          34     4.65000 
          34     0.67500      SISMAY         Max      1.2004      3.1909          34     0.67500 
          34     2.66250      SISMAY         Max      0.0605      0.0704          34     2.66250 
          34     4.65000      SISMAY         Max      1.3214      3.0503          34     4.65000 
          34     0.67500        TERM                  5.5763     -0.7099          34     0.67500 
          34     2.66250        TERM                 -0.2661     -0.0571          34     2.66250 
          34     4.65000        TERM                 -6.1084      0.5957          34     4.65000 
          34     0.67500       COMB1         Max      5.7289     -2.3259          34     0.67500 
          34     2.66250       COMB1         Max     -0.2978      1.0264          34     2.66250 
          34     4.65000       COMB1         Max     -6.3245      4.3788          34     4.65000 
          34     0.67500       COMB1         Min      5.7289     -2.3259          34     0.67500 
          34     2.66250       COMB1         Min     -0.2978      1.0264          34     2.66250 
          34     4.65000       COMB1         Min     -6.3245      4.3788          34     4.65000 
          34     0.67500       COMB2         Max      5.7810     -3.0900          34     0.67500 
          34     2.66250       COMB2         Max     -0.3089      1.5387          34     2.66250 
          34     4.65000       COMB2         Max     -6.3989      6.1674          34     4.65000 
          34     0.67500       COMB2         Min      5.7810     -3.0900          34     0.67500 
          34     2.66250       COMB2         Min     -0.3089      1.5387          34     2.66250 
          34     4.65000       COMB2         Min     -6.3989      6.1674          34     4.65000 
          34     0.67500       COMB3         Max      6.1059     -2.1379          34     0.67500 
          34     2.66250       COMB3         Max     -0.3138      0.9003          34     2.66250 
          34     4.65000       COMB3         Max     -6.7335      3.9385          34     4.65000 
          34     0.67500       COMB3         Min      6.1059     -2.1379          34     0.67500 
          34     2.66250       COMB3         Min     -0.3138      0.9003          34     2.66250 
          34     4.65000       COMB3         Min     -6.7335      3.9385          34     4.65000 
          34     0.67500       COMB4         Max      6.0782      1.1409          34     0.67500 
          34     2.66250       COMB4         Max     -0.3138     -0.4978          34     2.66250 
          34     4.65000       COMB4         Max     -6.7059      4.1838          34     4.65000 
          34     0.67500       COMB4         Min      6.0782      1.1409          34     0.67500 
          34     2.66250       COMB4         Min     -0.3138     -0.4978          34     2.66250 
          34     4.65000       COMB4         Min     -6.7059      4.1838          34     4.65000 
          34     0.67500       COMB5         Max      6.1581     -2.9019          34     0.67500 
          34     2.66250       COMB5         Max     -0.3249      1.4126          34     2.66250 
          34     4.65000       COMB5         Max     -6.8079      5.7271          34     4.65000 
          34     0.67500       COMB5         Min      6.1581     -2.9019          34     0.67500 
          34     2.66250       COMB5         Min     -0.3249      1.4126          34     2.66250 
          34     4.65000       COMB5         Min     -6.8079      5.7271          34     4.65000 
          34     0.67500       COMB6         Max      6.1303      0.3769          34     0.67500 
          34     2.66250       COMB6         Max     -0.3249      0.0145          34     2.66250 
          34     4.65000       COMB6         Max     -6.7802      5.9724          34     4.65000 
          34     0.67500       COMB6         Min      6.1303      0.3769          34     0.67500 
          34     2.66250       COMB6         Min     -0.3249      0.0145          34     2.66250 
          34     4.65000       COMB6         Min     -6.7802      5.9724          34     4.65000 
          34     0.67500       COMB7         Max     -5.4237     -0.9062          34     0.67500 
          34     2.66250       COMB7         Max      0.2343      1.1405          34     2.66250 
          34     4.65000       COMB7         Max      5.8922      3.1873          34     4.65000 
          34     0.67500       COMB7         Min     -5.4237     -0.9062          34     0.67500 
          34     2.66250       COMB7         Min      0.2343      1.1405          34     2.66250 
          34     4.65000       COMB7         Min      5.8922      3.1873          34     4.65000 
          34     0.67500       COMB8         Max     -5.3715     -1.6703          34     0.67500 
          34     2.66250       COMB8         Max      0.2232      1.6528          34     2.66250 
          34     4.65000       COMB8         Max      5.8178      4.9759          34     4.65000 
          34     0.67500       COMB8         Min     -5.3715     -1.6703          34     0.67500 
          34     2.66250       COMB8         Min      0.2232      1.6528          34     2.66250 
          34     4.65000       COMB8         Min      5.8178      4.9759          34     4.65000 
          34     0.67500       COMB9         Max     -5.0466     -0.7181          34     0.67500 
          34     2.66250       COMB9         Max      0.2183      1.0144          34     2.66250 
          34     4.65000       COMB9         Max      5.4832      2.7470          34     4.65000 
          34     0.67500       COMB9         Min     -5.0466     -0.7181          34     0.67500 
          34     2.66250       COMB9         Min      0.2183      1.0144          34     2.66250 
          34     4.65000       COMB9         Min      5.4832      2.7470          34     4.65000 
          34     0.67500      COMB10         Max     -5.0744      2.5606          34     0.67500 
          34     2.66250      COMB10         Max      0.2183     -0.3837          34     2.66250 
          34     4.65000      COMB10         Max      5.5109      2.9923          34     4.65000 
          34     0.67500      COMB10         Min     -5.0744      2.5606          34     0.67500 
          34     2.66250      COMB10         Min      0.2183     -0.3837          34     2.66250 
          34     4.65000      COMB10         Min      5.5109      2.9923          34     4.65000 
          34     0.67500      COMB11         Max     -4.9944     -1.4822          34     0.67500 
          34     2.66250      COMB11         Max      0.2072      1.5267          34     2.66250 
          34     4.65000      COMB11         Max      5.4088      4.5356          34     4.65000 
          34     0.67500      COMB11         Min     -4.9944     -1.4822          34     0.67500 
          34     2.66250      COMB11         Min      0.2072      1.5267          34     2.66250 
          34     4.65000      COMB11         Min      5.4088      4.5356          34     4.65000 
          34     0.67500      COMB12         Max     -5.0222      1.7966          34     0.67500 
          34     2.66250      COMB12         Max      0.2072      0.1286          34     2.66250 
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          34     4.65000      COMB12         Max      5.4365      4.7809          34     4.65000 
          34     0.67500      COMB12         Min     -5.0222      1.7966          34     0.67500 
          34     2.66250      COMB12         Min      0.2072      0.1286          34     2.66250 
          34     4.65000      COMB12         Min      5.4365      4.7809          34     4.65000 
          34     0.67500      COMB13         Max      6.8104     -2.3801          34     0.67500 
          34     2.66250      COMB13         Max      0.2741      1.5958          34     2.66250 
          34     4.65000      COMB13         Max      6.9490      5.5716          34     4.65000 
          34     0.67500      COMB13         Min     -6.4008     -2.3801          34     0.67500 
          34     2.66250      COMB13         Min     -0.3599      1.5958          34     2.66250 
          34     4.65000      COMB13         Min     -7.5301      5.5716          34     4.65000 
          34     0.67500      COMB14         Max      1.4052      0.8108          34     0.67500 
          34     2.66250      COMB14         Max      0.0176      1.6661          34     2.66250 
          34     4.65000      COMB14         Max      1.0308      8.6220          34     4.65000 
          34     0.67500      COMB14         Min     -0.9956     -5.5710          34     0.67500 
          34     2.66250      COMB14         Min     -0.1034      1.5254          34     2.66250 
          34     4.65000      COMB14         Min     -1.6120      2.5213          34     4.65000 
          34     0.67500         INV         Max      6.8104      2.5606          34     0.67500 
          34     2.66250         INV         Max      0.2741      1.6661          34     2.66250 
          34     4.65000         INV         Max      6.9490      8.6220          34     4.65000 
          34     0.67500         INV         Min     -6.4008     -5.5710          34     0.67500 
          34     2.66250         INV         Min     -0.3599     -0.4978          34     2.66250 
          34     4.65000         INV         Min     -7.5301      2.5213          34     4.65000 
          35     0.67500          PP                  0.0446     -2.5988          35     0.67500 
          35     2.61250          PP                  0.0302      1.6621          35     2.61250 
          35     4.55000          PP                  0.0158      5.9229          35     4.55000 
          35     0.67500        PERM                  0.1043     -7.4155          35     0.67500 
          35     2.61250        PERM                 -0.0089      4.7411          35     2.61250 
          35     4.55000        PERM                 -0.1221     16.8978          35     4.55000 
          35     0.67500        NEVE                  0.0714     -5.0737          35     0.67500 
          35     2.61250        NEVE                 -0.0061      3.2439          35     2.61250 
          35     4.55000        NEVE                 -0.0835     11.5616          35     4.55000 
          35     0.67500      VENTOX                  0.6453      1.2489          35     0.67500 
          35     2.61250      VENTOX                 -0.0217     -0.7985          35     2.61250 
          35     4.55000      VENTOX                 -0.6888     -2.8459          35     4.55000 
          35     0.67500      VENTOY                  0.5973     10.7826          35     0.67500 
          35     2.61250      VENTOY                 -0.0218     -2.2627          35     2.61250 
          35     4.55000      VENTOY                 -0.6409     -9.3017          35     4.55000 
          35     0.67500      SISMAX         Max     11.2289   2.460E-05          35     0.67500 
          35     2.61250      SISMAX         Max      0.3934   1.148E-06          35     2.61250 
          35     4.55000      SISMAX         Max     12.0156   2.493E-05          35     4.55000 
          35     0.67500      SISMAY         Max      2.0404     15.2982          35     0.67500 
          35     2.61250      SISMAY         Max      0.0761      0.1019          35     2.61250 
          35     4.55000      SISMAY         Max      2.1925     15.0953          35     4.55000 
          35     0.67500        TERM                  7.4735     -3.4307          35     0.67500 
          35     2.61250        TERM                 -0.2629     -0.2293          35     2.61250 
          35     4.55000        TERM                 -7.9993      2.9721          35     4.55000 
          35     0.67500       COMB1         Max      7.6224    -13.4449          35     0.67500 
          35     2.61250       COMB1         Max     -0.2416      6.1739          35     2.61250 
          35     4.55000       COMB1         Max     -8.1056     25.7928          35     4.55000 
          35     0.67500       COMB1         Min      7.6224    -13.4449          35     0.67500 
          35     2.61250       COMB1         Min     -0.2416      6.1739          35     2.61250 
          35     4.55000       COMB1         Min     -8.1056     25.7928          35     4.55000 
          35     0.67500       COMB2         Max      7.6938    -18.5187          35     0.67500 
          35     2.61250       COMB2         Max     -0.2477      9.4179          35     2.61250 
          35     4.55000       COMB2         Max     -8.1891     37.3545          35     4.55000 
          35     0.67500       COMB2         Min      7.6938    -18.5187          35     0.67500 
          35     2.61250       COMB2         Min     -0.2477      9.4179          35     2.61250 
          35     4.55000       COMB2         Min     -8.1891     37.3545          35     4.55000 
          35     0.67500       COMB3         Max      8.2677    -12.1960          35     0.67500 
          35     2.61250       COMB3         Max     -0.2633      5.3754          35     2.61250 
          35     4.55000       COMB3         Max     -8.7944     22.9469          35     4.55000 
          35     0.67500       COMB3         Min      8.2677    -12.1960          35     0.67500 
          35     2.61250       COMB3         Min     -0.2633      5.3754          35     2.61250 
          35     4.55000       COMB3         Min     -8.7944     22.9469          35     4.55000 
          35     0.67500       COMB4         Max      8.2198     -2.6624          35     0.67500 
          35     2.61250       COMB4         Max     -0.2634      3.9113          35     2.61250 
          35     4.55000       COMB4         Max     -8.7465     16.4911          35     4.55000 
          35     0.67500       COMB4         Min      8.2198     -2.6624          35     0.67500 
          35     2.61250       COMB4         Min     -0.2634      3.9113          35     2.61250 
          35     4.55000       COMB4         Min     -8.7465     16.4911          35     4.55000 
          35     0.67500       COMB5         Max      8.3391    -17.2698          35     0.67500 
          35     2.61250       COMB5         Max     -0.2694      8.6194          35     2.61250 
          35     4.55000       COMB5         Max     -8.8779     34.5085          35     4.55000 
          35     0.67500       COMB5         Min      8.3391    -17.2698          35     0.67500 
          35     2.61250       COMB5         Min     -0.2694      8.6194          35     2.61250 
          35     4.55000       COMB5         Min     -8.8779     34.5085          35     4.55000 
          35     0.67500       COMB6         Max      8.2911     -7.7361          35     0.67500 
          35     2.61250       COMB6         Max     -0.2694      7.1552          35     2.61250 
          35     4.55000       COMB6         Max     -8.8300     28.0528          35     4.55000 
          35     0.67500       COMB6         Min      8.2911     -7.7361          35     0.67500 
          35     2.61250       COMB6         Min     -0.2694      7.1552          35     2.61250 
          35     4.55000       COMB6         Min     -8.8300     28.0528          35     4.55000 
          35     0.67500       COMB7         Max     -7.3246     -6.5836          35     0.67500 
          35     2.61250       COMB7         Max      0.2842      6.6325          35     2.61250 
          35     4.55000       COMB7         Max      7.8929     19.8486          35     4.55000 
          35     0.67500       COMB7         Min     -7.3246     -6.5836          35     0.67500 
          35     2.61250       COMB7         Min      0.2842      6.6325          35     2.61250 
          35     4.55000       COMB7         Min      7.8929     19.8486          35     4.55000 
          35     0.67500       COMB8         Max     -7.2532    -11.6574          35     0.67500 
          35     2.61250       COMB8         Max      0.2781      9.8764          35     2.61250 
          35     4.55000       COMB8         Max      7.8094     31.4102          35     4.55000 
          35     0.67500       COMB8         Min     -7.2532    -11.6574          35     0.67500 
          35     2.61250       COMB8         Min      0.2781      9.8764          35     2.61250 
          35     4.55000       COMB8         Min      7.8094     31.4102          35     4.55000 
          35     0.67500       COMB9         Max     -6.6793     -5.3347          35     0.67500 
          35     2.61250       COMB9         Max      0.2624      5.8340          35     2.61250 
          35     4.55000       COMB9         Max      7.2041     17.0026          35     4.55000 
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          35     0.67500       COMB9         Min     -6.6793     -5.3347          35     0.67500 
          35     2.61250       COMB9         Min      0.2624      5.8340          35     2.61250 
          35     4.55000       COMB9         Min      7.2041     17.0026          35     4.55000 
          35     0.67500      COMB10         Max     -6.7272      4.1990          35     0.67500 
          35     2.61250      COMB10         Max      0.2624      4.3698          35     2.61250 
          35     4.55000      COMB10         Max      7.2520     10.5469          35     4.55000 
          35     0.67500      COMB10         Min     -6.7272      4.1990          35     0.67500 
          35     2.61250      COMB10         Min      0.2624      4.3698          35     2.61250 
          35     4.55000      COMB10         Min      7.2520     10.5469          35     4.55000 
          35     0.67500      COMB11         Max     -6.6079    -10.4084          35     0.67500 
          35     2.61250      COMB11         Max      0.2563      9.0779          35     2.61250 
          35     4.55000      COMB11         Max      7.1206     28.5643          35     4.55000 
          35     0.67500      COMB11         Min     -6.6079    -10.4084          35     0.67500 
          35     2.61250      COMB11         Min      0.2563      9.0779          35     2.61250 
          35     4.55000      COMB11         Min      7.1206     28.5643          35     4.55000 
          35     0.67500      COMB12         Max     -6.6559     -0.8748          35     0.67500 
          35     2.61250      COMB12         Max      0.2563      7.6137          35     2.61250 
          35     4.55000      COMB12         Max      7.1685     22.1085          35     4.55000 
          35     0.67500      COMB12         Min     -6.6559     -0.8748          35     0.67500 
          35     2.61250      COMB12         Min      0.2563      7.6137          35     2.61250 
          35     4.55000      COMB12         Min      7.1685     22.1085          35     4.55000 
          35     0.67500      COMB13         Max     11.4492    -15.0880          35     0.67500 
          35     2.61250      COMB13         Max      0.4086      9.6472          35     2.61250 
          35     4.55000      COMB13         Max     11.8257     34.3823          35     4.55000 
          35     0.67500      COMB13         Min    -11.0086    -15.0880          35     0.67500 
          35     2.61250      COMB13         Min     -0.3782      9.6471          35     2.61250 
          35     4.55000      COMB13         Min    -12.2055     34.3823          35     4.55000 
          35     0.67500      COMB14         Max      2.2607      0.2102          35     0.67500 
          35     2.61250      COMB14         Max      0.0913      9.7490          35     2.61250 
          35     4.55000      COMB14         Max      2.0026     49.4776          35     4.55000 
          35     0.67500      COMB14         Min     -1.8201    -30.3863          35     0.67500 
          35     2.61250      COMB14         Min     -0.0609      9.5453          35     2.61250 
          35     4.55000      COMB14         Min     -2.3824     19.2870          35     4.55000 
          35     0.67500         INV         Max     11.4492      4.1990          35     0.67500 
          35     2.61250         INV         Max      0.4086      9.8764          35     2.61250 
          35     4.55000         INV         Max     11.8257     49.4776          35     4.55000 
          35     0.67500         INV         Min    -11.0086    -30.3863          35     0.67500 
          35     2.61250         INV         Min     -0.3782      3.9113          35     2.61250 
          35     4.55000         INV         Min    -12.2055     10.5469          35     4.55000 
          36     0.67500          PP                  0.0229     -0.4939          36     0.67500 
          36     2.66250          PP                  0.0205      0.3312          36     2.66250 
          36     4.65000          PP                  0.0182      1.1563          36     4.65000 
          36     0.67500        PERM                  0.0470     -1.4379          36     0.67500 
          36     2.66250        PERM                  0.0035      0.9641          36     2.66250 
          36     4.65000        PERM                 -0.0399      3.3660          36     4.65000 
          36     0.67500        NEVE                  0.0322     -0.9838          36     0.67500 
          36     2.66250        NEVE                  0.0024      0.6596          36     2.66250 
          36     4.65000        NEVE                 -0.0273      2.3031          36     4.65000 
          36     0.67500      VENTOX                  0.3828      0.2422          36     0.67500 
          36     2.66250      VENTOX                 -0.0197     -0.1624          36     2.66250 
          36     4.65000      VENTOX                 -0.4223     -0.5669          36     4.65000 
          36     0.67500      VENTOY                  0.3549      3.5408          36     0.67500 
          36     2.66250      VENTOY                 -0.0196     -1.5686          36     2.66250 
          36     4.65000      VENTOY                 -0.3941     -0.3578          36     4.65000 
          36     0.67500      SISMAX         Max      6.6168   3.093E-06          36     0.67500 
          36     2.66250      SISMAX         Max      0.3242   1.466E-06          36     2.66250 
          36     4.65000      SISMAX         Max      7.2652   3.750E-06          36     4.65000 
          36     0.67500      SISMAY         Max      1.2040      3.0693          36     0.67500 
          36     2.66250      SISMAY         Max      0.0628      0.0715          36     2.66250 
          36     4.65000      SISMAY         Max      1.3296      2.9264          36     4.65000 
          36     0.67500        TERM                  3.2190     -0.7070          36     0.67500 
          36     2.66250        TERM                 -0.1582     -0.0590          36     2.66250 
          36     4.65000        TERM                 -3.5353      0.5890          36     4.65000 
          36     0.67500       COMB1         Max      3.2888     -2.6388          36     0.67500 
          36     2.66250       COMB1         Max     -0.1341      1.2363          36     2.66250 
          36     4.65000       COMB1         Max     -3.5570      5.1113          36     4.65000 
          36     0.67500       COMB1         Min      3.2888     -2.6388          36     0.67500 
          36     2.66250       COMB1         Min     -0.1341      1.2363          36     2.66250 
          36     4.65000       COMB1         Min     -3.5570      5.1113          36     4.65000 
          36     0.67500       COMB2         Max      3.3210     -3.6226          36     0.67500 
          36     2.66250       COMB2         Max     -0.1317      1.8959          36     2.66250 
          36     4.65000       COMB2         Max     -3.5844      7.4144          36     4.65000 
          36     0.67500       COMB2         Min      3.3210     -3.6226          36     0.67500 
          36     2.66250       COMB2         Min     -0.1317      1.8959          36     2.66250 
          36     4.65000       COMB2         Min     -3.5844      7.4144          36     4.65000 
          36     0.67500       COMB3         Max      3.6717     -2.3966          36     0.67500 
          36     2.66250       COMB3         Max     -0.1538      1.0739          36     2.66250 
          36     4.65000       COMB3         Max     -3.9793      4.5444          36     4.65000 
          36     0.67500       COMB3         Min      3.6717     -2.3966          36     0.67500 
          36     2.66250       COMB3         Min     -0.1538      1.0739          36     2.66250 
          36     4.65000       COMB3         Min     -3.9793      4.5444          36     4.65000 
          36     0.67500       COMB4         Max      3.6437      0.9020          36     0.67500 
          36     2.66250       COMB4         Max     -0.1537     -0.3324          36     2.66250 
          36     4.65000       COMB4         Max     -3.9511      4.7535          36     4.65000 
          36     0.67500       COMB4         Min      3.6437      0.9020          36     0.67500 
          36     2.66250       COMB4         Min     -0.1537     -0.3324          36     2.66250 
          36     4.65000       COMB4         Min     -3.9511      4.7535          36     4.65000 
          36     0.67500       COMB5         Max      3.7038     -3.3804          36     0.67500 
          36     2.66250       COMB5         Max     -0.1514      1.7335          36     2.66250 
          36     4.65000       COMB5         Max     -4.0066      6.8475          36     4.65000 
          36     0.67500       COMB5         Min      3.7038     -3.3804          36     0.67500 
          36     2.66250       COMB5         Min     -0.1514      1.7335          36     2.66250 
          36     4.65000       COMB5         Min     -4.0066      6.8475          36     4.65000 
          36     0.67500       COMB6         Max      3.6759     -0.0818          36     0.67500 
          36     2.66250       COMB6         Max     -0.1513      0.3273          36     2.66250 
          36     4.65000       COMB6         Max     -3.9784      7.0566          36     4.65000 
          36     0.67500       COMB6         Min      3.6759     -0.0818          36     0.67500 
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          36     2.66250       COMB6         Min     -0.1513      0.3273          36     2.66250 
          36     4.65000       COMB6         Min     -3.9784      7.0566          36     4.65000 
          36     0.67500       COMB7         Max     -3.1491     -1.2249          36     0.67500 
          36     2.66250       COMB7         Max      0.1822      1.3542          36     2.66250 
          36     4.65000       COMB7         Max      3.5136      3.9333          36     4.65000 
          36     0.67500       COMB7         Min     -3.1491     -1.2249          36     0.67500 
          36     2.66250       COMB7         Min      0.1822      1.3542          36     2.66250 
          36     4.65000       COMB7         Min      3.5136      3.9333          36     4.65000 
          36     0.67500       COMB8         Max     -3.1170     -2.2087          36     0.67500 
          36     2.66250       COMB8         Max      0.1846      2.0139          36     2.66250 
          36     4.65000       COMB8         Max      3.4862      6.2364          36     4.65000 
          36     0.67500       COMB8         Min     -3.1170     -2.2087          36     0.67500 
          36     2.66250       COMB8         Min      0.1846      2.0139          36     2.66250 
          36     4.65000       COMB8         Min      3.4862      6.2364          36     4.65000 
          36     0.67500       COMB9         Max     -2.7663     -0.9827          36     0.67500 
          36     2.66250       COMB9         Max      0.1625      1.1919          36     2.66250 
          36     4.65000       COMB9         Max      3.0913      3.3664          36     4.65000 
          36     0.67500       COMB9         Min     -2.7663     -0.9827          36     0.67500 
          36     2.66250       COMB9         Min      0.1625      1.1919          36     2.66250 
          36     4.65000       COMB9         Min      3.0913      3.3664          36     4.65000 
          36     0.67500      COMB10         Max     -2.7943      2.3159          36     0.67500 
          36     2.66250      COMB10         Max      0.1626     -0.2144          36     2.66250 
          36     4.65000      COMB10         Max      3.1195      3.5755          36     4.65000 
          36     0.67500      COMB10         Min     -2.7943      2.3159          36     0.67500 
          36     2.66250      COMB10         Min      0.1626     -0.2144          36     2.66250 
          36     4.65000      COMB10         Min      3.1195      3.5755          36     4.65000 
          36     0.67500      COMB11         Max     -2.7341     -1.9665          36     0.67500 
          36     2.66250      COMB11         Max      0.1649      1.8515          36     2.66250 
          36     4.65000      COMB11         Max      3.0640      5.6695          36     4.65000 
          36     0.67500      COMB11         Min     -2.7341     -1.9665          36     0.67500 
          36     2.66250      COMB11         Min      0.1649      1.8515          36     2.66250 
          36     4.65000      COMB11         Min      3.0640      5.6695          36     4.65000 
          36     0.67500      COMB12         Max     -2.7621      1.3321          36     0.67500 
          36     2.66250      COMB12         Max      0.1650      0.4452          36     2.66250 
          36     4.65000      COMB12         Max      3.0922      5.8786          36     4.65000 
          36     0.67500      COMB12         Min     -2.7621      1.3321          36     0.67500 
          36     2.66250      COMB12         Min      0.1650      0.4452          36     2.66250 
          36     4.65000      COMB12         Min      3.0922      5.8786          36     4.65000 
          36     0.67500      COMB13         Max      6.7189     -2.9156          36     0.67500 
          36     2.66250      COMB13         Max      0.3506      1.9549          36     2.66250 
          36     4.65000      COMB13         Max      7.2161      6.8254          36     4.65000 
          36     0.67500      COMB13         Min     -6.5148     -2.9156          36     0.67500 
          36     2.66250      COMB13         Min     -0.2977      1.9549          36     2.66250 
          36     4.65000      COMB13         Min     -7.3142      6.8254          36     4.65000 
          36     0.67500      COMB14         Max      1.3060      0.1537          36     0.67500 
          36     2.66250      COMB14         Max      0.0893      2.0264          36     2.66250 
          36     4.65000      COMB14         Max      1.2805      9.7518          36     4.65000 
          36     0.67500      COMB14         Min     -1.1020     -5.9849          36     0.67500 
          36     2.66250      COMB14         Min     -0.0363      1.8834          36     2.66250 
          36     4.65000      COMB14         Min     -1.3786      3.8990          36     4.65000 
          36     0.67500         INV         Max      6.7189      2.3159          36     0.67500 
          36     2.66250         INV         Max      0.3506      2.0264          36     2.66250 
          36     4.65000         INV         Max      7.2161      9.7518          36     4.65000 
          36     0.67500         INV         Min     -6.5148     -5.9849          36     0.67500 
          36     2.66250         INV         Min     -0.2977     -0.3324          36     2.66250 
          36     4.65000         INV         Min     -7.3142      3.3664          36     4.65000 
          37     0.67500          PP                  0.0429     -2.5938          37     0.67500 
          37     2.61250          PP                  0.0314      1.6588          37     2.61250 
          37     4.55000          PP                  0.0199      5.9114          37     4.55000 
          37     0.67500        PERM                  0.0696     -7.7028          37     0.67500 
          37     2.61250        PERM                  0.0132      4.9264          37     2.61250 
          37     4.55000        PERM                 -0.0432     17.5556          37     4.55000 
          37     0.67500        NEVE                  0.0476     -5.2704          37     0.67500 
          37     2.61250        NEVE                  0.0090      3.3707          37     2.61250 
          37     4.55000        NEVE                 -0.0295     12.0117          37     4.55000 
          37     0.67500      VENTOX                  0.6514      1.2974          37     0.67500 
          37     2.61250      VENTOX                 -0.0253     -0.8297          37     2.61250 
          37     4.55000      VENTOX                 -0.7020     -2.9568          37     4.55000 
          37     0.67500      VENTOY                  0.6047     10.7373          37     0.67500 
          37     2.61250      VENTOY                 -0.0262     -2.3013          37     2.61250 
          37     4.55000      VENTOY                 -0.6571     -9.3336          37     4.55000 
          37     0.67500      SISMAX         Max     11.2255   1.121E-04          37     0.67500 
          37     2.61250      SISMAX         Max      0.3906   1.008E-05          37     2.61250 
          37     4.55000      SISMAX         Max     12.0067   9.201E-05          37     4.55000 
          37     0.67500      SISMAY         Max      2.0450     14.5689          37     0.67500 
          37     2.61250      SISMAY         Max      0.0787      0.0962          37     2.61250 
          37     4.55000      SISMAY         Max      2.2023     14.3768          37     4.55000 
          37     0.67500        TERM                  3.4506     -3.4283          37     0.67500 
          37     2.61250        TERM                 -0.1201     -0.2309          37     2.61250 
          37     4.55000        TERM                 -3.6907      2.9665          37     4.55000 
          37     0.67500       COMB1         Max      3.5631    -13.7249          37     0.67500 
          37     2.61250       COMB1         Max     -0.0755      6.3543          37     2.61250 
          37     4.55000       COMB1         Max     -3.7141     26.4335          37     4.55000 
          37     0.67500       COMB1         Min      3.5631    -13.7249          37     0.67500 
          37     2.61250       COMB1         Min     -0.0755      6.3543          37     2.61250 
          37     4.55000       COMB1         Min     -3.7141     26.4335          37     4.55000 
          37     0.67500       COMB2         Max      3.6107    -18.9953          37     0.67500 
          37     2.61250       COMB2         Max     -0.0665      9.7250          37     2.61250 
          37     4.55000       COMB2         Max     -3.7436     38.4452          37     4.55000 
          37     0.67500       COMB2         Min      3.6107    -18.9953          37     0.67500 
          37     2.61250       COMB2         Min     -0.0665      9.7250          37     2.61250 
          37     4.55000       COMB2         Min     -3.7436     38.4452          37     4.55000 
          37     0.67500       COMB3         Max      4.2145    -12.4275          37     0.67500 
          37     2.61250       COMB3         Max     -0.1008      5.5246          37     2.61250 
          37     4.55000       COMB3         Max     -4.4161     23.4767          37     4.55000 
          37     0.67500       COMB3         Min      4.2145    -12.4275          37     0.67500 
          37     2.61250       COMB3         Min     -0.1008      5.5246          37     2.61250 
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          37     4.55000       COMB3         Min     -4.4161     23.4767          37     4.55000 
          37     0.67500       COMB4         Max      4.1678     -2.9876          37     0.67500 
          37     2.61250       COMB4         Max     -0.1017      4.0530          37     2.61250 
          37     4.55000       COMB4         Max     -4.3711     17.0999          37     4.55000 
          37     0.67500       COMB4         Min      4.1678     -2.9876          37     0.67500 
          37     2.61250       COMB4         Min     -0.1017      4.0530          37     2.61250 
          37     4.55000       COMB4         Min     -4.3711     17.0999          37     4.55000 
          37     0.67500       COMB5         Max      4.2621    -17.6979          37     0.67500 
          37     2.61250       COMB5         Max     -0.0918      8.8953          37     2.61250 
          37     4.55000       COMB5         Max     -4.4456     35.4884          37     4.55000 
          37     0.67500       COMB5         Min      4.2621    -17.6979          37     0.67500 
          37     2.61250       COMB5         Min     -0.0918      8.8953          37     2.61250 
          37     4.55000       COMB5         Min     -4.4456     35.4884          37     4.55000 
          37     0.67500       COMB6         Max      4.2154     -8.2579          37     0.67500 
          37     2.61250       COMB6         Max     -0.0926      7.4237          37     2.61250 
          37     4.55000       COMB6         Max     -4.4007     29.1116          37     4.55000 
          37     0.67500       COMB6         Min      4.2154     -8.2579          37     0.67500 
          37     2.61250       COMB6         Min     -0.0926      7.4237          37     2.61250 
          37     4.55000       COMB6         Min     -4.4007     29.1116          37     4.55000 
          37     0.67500       COMB7         Max     -3.3381     -6.8684          37     0.67500 
          37     2.61250       COMB7         Max      0.1646      6.8160          37     2.61250 
          37     4.55000       COMB7         Max      3.6674     20.5005          37     4.55000 
          37     0.67500       COMB7         Min     -3.3381     -6.8684          37     0.67500 
          37     2.61250       COMB7         Min      0.1646      6.8160          37     2.61250 
          37     4.55000       COMB7         Min      3.6674     20.5005          37     4.55000 
          37     0.67500       COMB8         Max     -3.2905    -12.1388          37     0.67500 
          37     2.61250       COMB8         Max      0.1737     10.1867          37     2.61250 
          37     4.55000       COMB8         Max      3.6379     32.5122          37     4.55000 
          37     0.67500       COMB8         Min     -3.2905    -12.1388          37     0.67500 
          37     2.61250       COMB8         Min      0.1737     10.1867          37     2.61250 
          37     4.55000       COMB8         Min      3.6379     32.5122          37     4.55000 
          37     0.67500       COMB9         Max     -2.6868     -5.5710          37     0.67500 
          37     2.61250       COMB9         Max      0.1393      5.9863          37     2.61250 
          37     4.55000       COMB9         Max      2.9654     17.5436          37     4.55000 
          37     0.67500       COMB9         Min     -2.6868     -5.5710          37     0.67500 
          37     2.61250       COMB9         Min      0.1393      5.9863          37     2.61250 
          37     4.55000       COMB9         Min      2.9654     17.5436          37     4.55000 
          37     0.67500      COMB10         Max     -2.7334      3.8689          37     0.67500 
          37     2.61250      COMB10         Max      0.1385      4.5148          37     2.61250 
          37     4.55000      COMB10         Max      3.0104     11.1668          37     4.55000 
          37     0.67500      COMB10         Min     -2.7334      3.8689          37     0.67500 
          37     2.61250      COMB10         Min      0.1385      4.5148          37     2.61250 
          37     4.55000      COMB10         Min      3.0104     11.1668          37     4.55000 
          37     0.67500      COMB11         Max     -2.6392    -10.8414          37     0.67500 
          37     2.61250      COMB11         Max      0.1484      9.3570          37     2.61250 
          37     4.55000      COMB11         Max      2.9359     29.5554          37     4.55000 
          37     0.67500      COMB11         Min     -2.6392    -10.8414          37     0.67500 
          37     2.61250      COMB11         Min      0.1484      9.3570          37     2.61250 
          37     4.55000      COMB11         Min      2.9359     29.5554          37     4.55000 
          37     0.67500      COMB12         Max     -2.6858     -1.4014          37     0.67500 
          37     2.61250      COMB12         Max      0.1475      7.8855          37     2.61250 
          37     4.55000      COMB12         Max      2.9808     23.1786          37     4.55000 
          37     0.67500      COMB12         Min     -2.6858     -1.4014          37     0.67500 
          37     2.61250      COMB12         Min      0.1475      7.8855          37     2.61250 
          37     4.55000      COMB12         Min      2.9808     23.1786          37     4.55000 
          37     0.67500      COMB13         Max     11.3856    -15.5669          37     0.67500 
          37     2.61250      COMB13         Max      0.4442      9.9559          37     2.61250 
          37     4.55000      COMB13         Max     11.9538     35.4788          37     4.55000 
          37     0.67500      COMB13         Min    -11.0654    -15.5671          37     0.67500 
          37     2.61250      COMB13         Min     -0.3370      9.9558          37     2.61250 
          37     4.55000      COMB13         Min    -12.0596     35.4786          37     4.55000 
          37     0.67500      COMB14         Max      2.2050     -0.9981          37     0.67500 
          37     2.61250      COMB14         Max      0.1323     10.0520          37     2.61250 
          37     4.55000      COMB14         Max      2.1494     49.8555          37     4.55000 
          37     0.67500      COMB14         Min     -1.8849    -30.1359          37     0.67500 
          37     2.61250      COMB14         Min     -0.0251      9.8597          37     2.61250 
          37     4.55000      COMB14         Min     -2.2552     21.1019          37     4.55000 
          37     0.67500         INV         Max     11.3856      3.8689          37     0.67500 
          37     2.61250         INV         Max      0.4442     10.1867          37     2.61250 
          37     4.55000         INV         Max     11.9538     49.8555          37     4.55000 
          37     0.67500         INV         Min    -11.0654    -30.1359          37     0.67500 
          37     2.61250         INV         Min     -0.3370      4.0530          37     2.61250 
          37     4.55000         INV         Min    -12.0596     11.1668          37     4.55000 
          38     0.67500          PP                  0.0272     -0.4931          38     0.67500 
          38     2.66250          PP                  0.0176      0.3306          38     2.66250 
          38     4.65000          PP                  0.0081      1.1544          38     4.65000 
          38     0.67500        PERM                  0.0382     -1.4659          38     0.67500 
          38     2.66250        PERM                  0.0095      0.9829          38     2.66250 
          38     4.65000        PERM                 -0.0192      3.4317          38     4.65000 
          38     0.67500        NEVE                  0.0261     -1.0030          38     0.67500 
          38     2.66250        NEVE                  0.0065      0.6725          38     2.66250 
          38     4.65000        NEVE                 -0.0132      2.3480          38     4.65000 
          38     0.67500      VENTOX                  0.3846      0.2469          38     0.67500 
          38     2.66250      VENTOX                 -0.0207     -0.1655          38     2.66250 
          38     4.65000      VENTOX                 -0.4260     -0.5780          38     4.65000 
          38     0.67500      VENTOY                  0.3575      3.4913          38     0.67500 
          38     2.66250      VENTOY                 -0.0212     -1.5739          38     2.66250 
          38     4.65000      VENTOY                 -0.3998     -0.3189          38     4.65000 
          38     0.67500      SISMAX         Max      6.6158   6.486E-05          38     0.67500 
          38     2.66250      SISMAX         Max      0.3231   4.348E-06          38     2.66250 
          38     4.65000      SISMAX         Max      7.2620   5.618E-05          38     4.65000 
          38     0.67500      SISMAY         Max      1.2066      2.8788          38     0.67500 
          38     2.66250      SISMAY         Max      0.0644      0.0665          38     2.66250 
          38     4.65000      SISMAY         Max      1.3352      2.7457          38     4.65000 
          38     0.67500        TERM                  0.8498     -0.7068          38     0.67500 
          38     2.66250        TERM                 -0.0414     -0.0591          38     2.66250 
          38     4.65000        TERM                 -0.9326      0.5886          38     4.65000 
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          38     0.67500       COMB1         Max      0.9152     -2.6658          38     0.67500 
          38     2.66250       COMB1         Max     -0.0143      1.2544          38     2.66250 
          38     4.65000       COMB1         Max     -0.9438      5.1747          38     4.65000 
          38     0.67500       COMB1         Min      0.9152     -2.6658          38     0.67500 
          38     2.66250       COMB1         Min     -0.0143      1.2544          38     2.66250 
          38     4.65000       COMB1         Min     -0.9438      5.1747          38     4.65000 
          38     0.67500       COMB2         Max      0.9414     -3.6689          38     0.67500 
          38     2.66250       COMB2         Max     -0.0078      1.9269          38     2.66250 
          38     4.65000       COMB2         Max     -0.9570      7.5227          38     4.65000 
          38     0.67500       COMB2         Min      0.9414     -3.6689          38     0.67500 
          38     2.66250       COMB2         Min     -0.0078      1.9269          38     2.66250 
          38     4.65000       COMB2         Min     -0.9570      7.5227          38     4.65000 
          38     0.67500       COMB3         Max      1.2998     -2.4189          38     0.67500 
          38     2.66250       COMB3         Max     -0.0350      1.0889          38     2.66250 
          38     4.65000       COMB3         Max     -1.3698      4.5967          38     4.65000 
          38     0.67500       COMB3         Min      1.2998     -2.4189          38     0.67500 
          38     2.66250       COMB3         Min     -0.0350      1.0889          38     2.66250 
          38     4.65000       COMB3         Min     -1.3698      4.5967          38     4.65000 
          38     0.67500       COMB4         Max      1.2727      0.8255          38     0.67500 
          38     2.66250       COMB4         Max     -0.0355     -0.3195          38     2.66250 
          38     4.65000       COMB4         Max     -1.3436      4.8558          38     4.65000 
          38     0.67500       COMB4         Min      1.2727      0.8255          38     0.67500 
          38     2.66250       COMB4         Min     -0.0355     -0.3195          38     2.66250 
          38     4.65000       COMB4         Min     -1.3436      4.8558          38     4.65000 
          38     0.67500       COMB5         Max      1.3259     -3.4219          38     0.67500 
          38     2.66250       COMB5         Max     -0.0285      1.7614          38     2.66250 
          38     4.65000       COMB5         Max     -1.3829      6.9447          38     4.65000 
          38     0.67500       COMB5         Min      1.3259     -3.4219          38     0.67500 
          38     2.66250       COMB5         Min     -0.0285      1.7614          38     2.66250 
          38     4.65000       COMB5         Min     -1.3829      6.9447          38     4.65000 
          38     0.67500       COMB6         Max      1.2989     -0.1775          38     0.67500 
          38     2.66250       COMB6         Max     -0.0290      0.3530          38     2.66250 
          38     4.65000       COMB6         Max     -1.3568      7.2038          38     4.65000 
          38     0.67500       COMB6         Min      1.2989     -0.1775          38     0.67500 
          38     2.66250       COMB6         Min     -0.0290      0.3530          38     2.66250 
          38     4.65000       COMB6         Min     -1.3568      7.2038          38     4.65000 
          38     0.67500       COMB7         Max     -0.7844     -1.2523          38     0.67500 
          38     2.66250       COMB7         Max      0.0686      1.3726          38     2.66250 
          38     4.65000       COMB7         Max      0.9215      3.9975          38     4.65000 
          38     0.67500       COMB7         Min     -0.7844     -1.2523          38     0.67500 
          38     2.66250       COMB7         Min      0.0686      1.3726          38     2.66250 
          38     4.65000       COMB7         Min      0.9215      3.9975          38     4.65000 
          38     0.67500       COMB8         Max     -0.7582     -2.2553          38     0.67500 
          38     2.66250       COMB8         Max      0.0750      2.0451          38     2.66250 
          38     4.65000       COMB8         Max      0.9083      6.3455          38     4.65000 
          38     0.67500       COMB8         Min     -0.7582     -2.2553          38     0.67500 
          38     2.66250       COMB8         Min      0.0750      2.0451          38     2.66250 
          38     4.65000       COMB8         Min      0.9083      6.3455          38     4.65000 
          38     0.67500       COMB9         Max     -0.3998     -1.0053          38     0.67500 
          38     2.66250       COMB9         Max      0.0478      1.2071          38     2.66250 
          38     4.65000       COMB9         Max      0.4955      3.4195          38     4.65000 
          38     0.67500       COMB9         Min     -0.3998     -1.0053          38     0.67500 
          38     2.66250       COMB9         Min      0.0478      1.2071          38     2.66250 
          38     4.65000       COMB9         Min      0.4955      3.4195          38     4.65000 
          38     0.67500      COMB10         Max     -0.4269      2.2390          38     0.67500 
          38     2.66250      COMB10         Max      0.0474     -0.2013          38     2.66250 
          38     4.65000      COMB10         Max      0.5216      3.6786          38     4.65000 
          38     0.67500      COMB10         Min     -0.4269      2.2390          38     0.67500 
          38     2.66250      COMB10         Min      0.0474     -0.2013          38     2.66250 
          38     4.65000      COMB10         Min      0.5216      3.6786          38     4.65000 
          38     0.67500      COMB11         Max     -0.3736     -2.0084          38     0.67500 
          38     2.66250      COMB11         Max      0.0543      1.8796          38     2.66250 
          38     4.65000      COMB11         Max      0.4823      5.7675          38     4.65000 
          38     0.67500      COMB11         Min     -0.3736     -2.0084          38     0.67500 
          38     2.66250      COMB11         Min      0.0543      1.8796          38     2.66250 
          38     4.65000      COMB11         Min      0.4823      5.7675          38     4.65000 
          38     0.67500      COMB12         Max     -0.4007      1.2360          38     0.67500 
          38     2.66250      COMB12         Max      0.0539      0.4712          38     2.66250 
          38     4.65000      COMB12         Max      0.5085      6.0266          38     4.65000 
          38     0.67500      COMB12         Min     -0.4007      1.2360          38     0.67500 
          38     2.66250      COMB12         Min      0.0539      0.4712          38     2.66250 
          38     4.65000      COMB12         Min      0.5085      6.0266          38     4.65000 
          38     0.67500      COMB13         Max      6.7073     -2.9620          38     0.67500 
          38     2.66250      COMB13         Max      0.3567      1.9860          38     2.66250 
          38     4.65000      COMB13         Max      7.2377      6.9342          38     4.65000 
          38     0.67500      COMB13         Min     -6.5242     -2.9621          38     0.67500 
          38     2.66250      COMB13         Min     -0.2895      1.9860          38     2.66250 
          38     4.65000      COMB13         Min     -7.2863      6.9341          38     4.65000 
          38     0.67500      COMB14         Max      1.2981     -0.0833          38     0.67500 
          38     2.66250      COMB14         Max      0.0980      2.0526          38     2.66250 
          38     4.65000      COMB14         Max      1.3109      9.6798          38     4.65000 
          38     0.67500      COMB14         Min     -1.1150     -5.8408          38     0.67500 
          38     2.66250      COMB14         Min     -0.0307      1.9195          38     2.66250 
          38     4.65000      COMB14         Min     -1.3595      4.1884          38     4.65000 
          38     0.67500         INV         Max      6.7073      2.2390          38     0.67500 
          38     2.66250         INV         Max      0.3567      2.0526          38     2.66250 
          38     4.65000         INV         Max      7.2377      9.6798          38     4.65000 
          38     0.67500         INV         Min     -6.5242     -5.8408          38     0.67500 
          38     2.66250         INV         Min     -0.2895     -0.3195          38     2.66250 
          38     4.65000         INV         Min     -7.2863      3.4195          38     4.65000 
          39     0.67500          PP                  0.0446     -2.5900          39     0.67500 
          39     2.61250          PP                  0.0304      1.6565          39     2.61250 
          39     4.55000          PP                  0.0162      5.9029          39     4.55000 
          39     0.67500        PERM                  0.0585     -7.7078          39     0.67500 
          39     2.61250        PERM                  0.0203      4.9298          39     2.61250 
          39     4.55000        PERM                 -0.0180     17.5673          39     4.55000 
          39     0.67500        NEVE                  0.0401     -5.2738          39     0.67500 
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          39     2.61250        NEVE                  0.0139      3.3730          39     2.61250 
          39     4.55000        NEVE                 -0.0123     12.0197          39     4.55000 
          39     0.67500      VENTOX                  0.6540      1.2984          39     0.67500 
          39     2.61250      VENTOX                 -0.0265     -0.8303          39     2.61250 
          39     4.55000      VENTOX                 -0.7071     -2.9590          39     4.55000 
          39     0.67500      VENTOY                  0.6087     10.2898          39     0.67500 
          39     2.61250      VENTOY                 -0.0282     -2.3055          39     2.61250 
          39     4.55000      VENTOY                 -0.6652     -8.8946          39     4.55000 
          39     0.67500      SISMAX         Max     11.2256   3.504E-04          39     0.67500 
          39     2.61250      SISMAX         Max      0.3902   2.797E-05          39     2.61250 
          39     4.55000      SISMAX         Max     12.0060   2.944E-04          39     4.55000 
          39     0.67500      SISMAY         Max      2.0492     13.4263          39     0.67500 
          39     2.61250      SISMAY         Max      0.0811      0.0855          39     2.61250 
          39     4.55000      SISMAY         Max      2.2111     13.2556          39     4.55000 
          39     0.67500        TERM                 -0.5660     -3.4287          39     0.67500 
          39     2.61250        TERM                  0.0196     -0.2304          39     2.61250 
          39     4.55000        TERM                  0.6053      2.9679          39     4.55000 
          39     0.67500       COMB1         Max     -0.4629    -13.7265          39     0.67500 
          39     2.61250       COMB1         Max      0.0703      6.3558          39     2.61250 
          39     4.55000       COMB1         Max      0.6034     26.4381          39     4.55000 
          39     0.67500       COMB1         Min     -0.4629    -13.7265          39     0.67500 
          39     2.61250       COMB1         Min      0.0703      6.3558          39     2.61250 
          39     4.55000       COMB1         Min      0.6034     26.4381          39     4.55000 
          39     0.67500       COMB2         Max     -0.4228    -19.0003          39     0.67500 
          39     2.61250       COMB2         Max      0.0841      9.7288          39     2.61250 
          39     4.55000       COMB2         Max      0.5911     38.4578          39     4.55000 
          39     0.67500       COMB2         Min     -0.4228    -19.0003          39     0.67500 
          39     2.61250       COMB2         Min      0.0841      9.7288          39     2.61250 
          39     4.55000       COMB2         Min      0.5911     38.4578          39     4.55000 
          39     0.67500       COMB3         Max      0.1912    -12.4280          39     0.67500 
          39     2.61250       COMB3         Max      0.0437      5.5255          39     2.61250 
          39     4.55000       COMB3         Max     -0.1037     23.4791          39     4.55000 
          39     0.67500       COMB3         Min      0.1912    -12.4280          39     0.67500 
          39     2.61250       COMB3         Min      0.0437      5.5255          39     2.61250 
          39     4.55000       COMB3         Min     -0.1037     23.4791          39     4.55000 
          39     0.67500       COMB4         Max      0.1458     -3.4367          39     0.67500 
          39     2.61250       COMB4         Max      0.0420      4.0503          39     2.61250 
          39     4.55000       COMB4         Max     -0.0618     17.5435          39     4.55000 
          39     0.67500       COMB4         Min      0.1458     -3.4367          39     0.67500 
          39     2.61250       COMB4         Min      0.0420      4.0503          39     2.61250 
          39     4.55000       COMB4         Min     -0.0618     17.5435          39     4.55000 
          39     0.67500       COMB5         Max      0.2312    -17.7018          39     0.67500 
          39     2.61250       COMB5         Max      0.0576      8.8985          39     2.61250 
          39     4.55000       COMB5         Max     -0.1161     35.4988          39     4.55000 
          39     0.67500       COMB5         Min      0.2312    -17.7018          39     0.67500 
          39     2.61250       COMB5         Min      0.0576      8.8985          39     2.61250 
          39     4.55000       COMB5         Min     -0.1161     35.4988          39     4.55000 
          39     0.67500       COMB6         Max      0.1859     -8.7105          39     0.67500 
          39     2.61250       COMB6         Max      0.0559      7.4233          39     2.61250 
          39     4.55000       COMB6         Max     -0.0741     29.5632          39     4.55000 
          39     0.67500       COMB6         Min      0.1859     -8.7105          39     0.67500 
          39     2.61250       COMB6         Min      0.0559      7.4233          39     2.61250 
          39     4.55000       COMB6         Min     -0.0741     29.5632          39     4.55000 
          39     0.67500       COMB7         Max      0.6692     -6.8691          39     0.67500 
          39     2.61250       COMB7         Max      0.0310      6.8166          39     2.61250 
          39     4.55000       COMB7         Max     -0.6071     20.5023          39     4.55000 
          39     0.67500       COMB7         Min      0.6692     -6.8691          39     0.67500 
          39     2.61250       COMB7         Min      0.0310      6.8166          39     2.61250 
          39     4.55000       COMB7         Min     -0.6071     20.5023          39     4.55000 
          39     0.67500       COMB8         Max      0.7092    -12.1428          39     0.67500 
          39     2.61250       COMB8         Max      0.0449     10.1896          39     2.61250 
          39     4.55000       COMB8         Max     -0.6195     32.5221          39     4.55000 
          39     0.67500       COMB8         Min      0.7092    -12.1428          39     0.67500 
          39     2.61250       COMB8         Min      0.0449     10.1896          39     2.61250 
          39     4.55000       COMB8         Min     -0.6195     32.5221          39     4.55000 
          39     0.67500       COMB9         Max      1.3232     -5.5706          39     0.67500 
          39     2.61250       COMB9         Max      0.0045      5.9863          39     2.61250 
          39     4.55000       COMB9         Max     -1.3143     17.5433          39     4.55000 
          39     0.67500       COMB9         Min      1.3232     -5.5706          39     0.67500 
          39     2.61250       COMB9         Min      0.0045      5.9863          39     2.61250 
          39     4.55000       COMB9         Min     -1.3143     17.5433          39     4.55000 
          39     0.67500      COMB10         Max      1.2779      3.4207          39     0.67500 
          39     2.61250      COMB10         Max      0.0028      4.5111          39     2.61250 
          39     4.55000      COMB10         Max     -1.2723     11.6077          39     4.55000 
          39     0.67500      COMB10         Min      1.2779      3.4207          39     0.67500 
          39     2.61250      COMB10         Min      0.0028      4.5111          39     2.61250 
          39     4.55000      COMB10         Min     -1.2723     11.6077          39     4.55000 
          39     0.67500      COMB11         Max      1.3633    -10.8444          39     0.67500 
          39     2.61250      COMB11         Max      0.0183      9.3593          39     2.61250 
          39     4.55000      COMB11         Max     -1.3266     29.5631          39     4.55000 
          39     0.67500      COMB11         Min      1.3633    -10.8444          39     0.67500 
          39     2.61250      COMB11         Min      0.0183      9.3593          39     2.61250 
          39     4.55000      COMB11         Min     -1.3266     29.5631          39     4.55000 
          39     0.67500      COMB12         Max      1.3179     -1.8531          39     0.67500 
          39     2.61250      COMB12         Max      0.0166      7.8841          39     2.61250 
          39     4.55000      COMB12         Max     -1.2847     23.6275          39     4.55000 
          39     0.67500      COMB12         Min      1.3179     -1.8531          39     0.67500 
          39     2.61250      COMB12         Min      0.0166      7.8841          39     2.61250 
          39     4.55000      COMB12         Min     -1.2847     23.6275          39     4.55000 
          39     0.67500      COMB13         Max     11.3688    -15.5712          39     0.67500 
          39     2.61250      COMB13         Max      0.4547      9.9592          39     2.61250 
          39     4.55000      COMB13         Max     11.9918     35.4903          39     4.55000 
          39     0.67500      COMB13         Min    -11.0824    -15.5719          39     0.67500 
          39     2.61250      COMB13         Min     -0.3257      9.9592          39     2.61250 
          39     4.55000      COMB13         Min    -12.0202     35.4897          39     4.55000 
          39     0.67500      COMB14         Max      2.1924     -2.1453          39     0.67500 
          39     2.61250      COMB14         Max      0.1456     10.0447          39     2.61250 
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          39     4.55000      COMB14         Max      2.1969     48.7455          39     4.55000 
          39     0.67500      COMB14         Min     -1.9060    -28.9978          39     0.67500 
          39     2.61250      COMB14         Min     -0.0166      9.8737          39     2.61250 
          39     4.55000      COMB14         Min     -2.2254     22.2344          39     4.55000 
          39     0.67500         INV         Max     11.3688      3.4207          39     0.67500 
          39     2.61250         INV         Max      0.4547     10.1896          39     2.61250 
          39     4.55000         INV         Max     11.9918     48.7455          39     4.55000 
          39     0.67500         INV         Min    -11.0824    -28.9978          39     0.67500 
          39     2.61250         INV         Min     -0.3257      4.0503          39     2.61250 
          39     4.55000         INV         Min    -12.0202     11.6077          39     4.55000 
          40     0.67500          PP                  0.0273     -0.4895          40     0.67500 
          40     2.66250          PP                  0.0176      0.3282          40     2.66250 
          40     4.65000          PP                  0.0080      1.1460          40     4.65000 
          40     0.67500        PERM                  0.0308     -1.4440          40     0.67500 
          40     2.66250        PERM                  0.0145      0.9683          40     2.66250 
          40     4.65000        PERM                 -0.0017      3.3807          40     4.65000 
          40     0.67500        NEVE                  0.0211     -0.9880          40     0.67500 
          40     2.66250        NEVE                  0.0099      0.6625          40     2.66250 
          40     4.65000        NEVE                 -0.0012      2.3131          40     4.65000 
          40     0.67500      VENTOX                  0.3863      0.2432          40     0.67500 
          40     2.66250      VENTOX                 -0.0216     -0.1631          40     2.66250 
          40     4.65000      VENTOX                 -0.4295     -0.5694          40     4.65000 
          40     0.67500      VENTOY                  0.3602      3.3587          40     0.67500 
          40     2.66250      VENTOY                 -0.0227     -1.5741          40     2.66250 
          40     4.65000      VENTOY                 -0.4055     -0.1866          40     4.65000 
          40     0.67500      SISMAX         Max      6.6168   6.437E-05          40     0.67500 
          40     2.66250      SISMAX         Max      0.3235   1.978E-05          40     2.66250 
          40     4.65000      SISMAX         Max      7.2639   1.035E-04          40     4.65000 
          40     0.67500      SISMAY         Max      1.2092      2.6046          40     0.67500 
          40     2.66250      SISMAY         Max      0.0659      0.0593          40     2.66250 
          40     4.65000      SISMAY         Max      1.3409      2.4860          40     4.65000 
          40     0.67500        TERM                 -1.5178     -0.7077          40     0.67500 
          40     2.66250        TERM                  0.0745     -0.0584          40     2.66250 
          40     4.65000        TERM                  1.6667      0.5909          40     4.65000 
          40     0.67500       COMB1         Max     -1.4597     -2.6412          40     0.67500 
          40     2.66250       COMB1         Max      0.1066      1.2382          40     2.66250 
          40     4.65000       COMB1         Max      1.6729      5.1175          40     4.65000 
          40     0.67500       COMB1         Min     -1.4597     -2.6412          40     0.67500 
          40     2.66250       COMB1         Min      0.1066      1.2382          40     2.66250 
          40     4.65000       COMB1         Min      1.6729      5.1175          40     4.65000 
          40     0.67500       COMB2         Max     -1.4386     -3.6293          40     0.67500 
          40     2.66250       COMB2         Max      0.1166      1.9007          40     2.66250 
          40     4.65000       COMB2         Max      1.6717      7.4306          40     4.65000 
          40     0.67500       COMB2         Min     -1.4386     -3.6293          40     0.67500 
          40     2.66250       COMB2         Min      0.1166      1.9007          40     2.66250 
          40     4.65000       COMB2         Min      1.6717      7.4306          40     4.65000 
          40     0.67500       COMB3         Max     -1.0734     -2.3980          40     0.67500 
          40     2.66250       COMB3         Max      0.0850      1.0751          40     2.66250 
          40     4.65000       COMB3         Max      1.2435      4.5481          40     4.65000 
          40     0.67500       COMB3         Min     -1.0734     -2.3980          40     0.67500 
          40     2.66250       COMB3         Min      0.0850      1.0751          40     2.66250 
          40     4.65000       COMB3         Min      1.2435      4.5481          40     4.65000 
          40     0.67500       COMB4         Max     -1.0995      0.7174          40     0.67500 
          40     2.66250       COMB4         Max      0.0840     -0.3360          40     2.66250 
          40     4.65000       COMB4         Max      1.2674      4.9309          40     4.65000 
          40     0.67500       COMB4         Min     -1.0995      0.7174          40     0.67500 
          40     2.66250       COMB4         Min      0.0840     -0.3360          40     2.66250 
          40     4.65000       COMB4         Min      1.2674      4.9309          40     4.65000 
          40     0.67500       COMB5         Max     -1.0523     -3.3860          40     0.67500 
          40     2.66250       COMB5         Max      0.0950      1.7376          40     2.66250 
          40     4.65000       COMB5         Max      1.2423      6.8612          40     4.65000 
          40     0.67500       COMB5         Min     -1.0523     -3.3860          40     0.67500 
          40     2.66250       COMB5         Min      0.0950      1.7376          40     2.66250 
          40     4.65000       COMB5         Min      1.2423      6.8612          40     4.65000 
          40     0.67500       COMB6         Max     -1.0785     -0.2706          40     0.67500 
          40     2.66250       COMB6         Max      0.0939      0.3266          40     2.66250 
          40     4.65000       COMB6         Max      1.2663      7.2440          40     4.65000 
          40     0.67500       COMB6         Min     -1.0785     -0.2706          40     0.67500 
          40     2.66250       COMB6         Min      0.0939      0.3266          40     2.66250 
          40     4.65000       COMB6         Min      1.2663      7.2440          40     4.65000 
          40     0.67500       COMB7         Max      1.5759     -1.2258          40     0.67500 
          40     2.66250       COMB7         Max     -0.0423      1.3550          40     2.66250 
          40     4.65000       COMB7         Max     -1.6605      3.9357          40     4.65000 
          40     0.67500       COMB7         Min      1.5759     -1.2258          40     0.67500 
          40     2.66250       COMB7         Min     -0.0423      1.3550          40     2.66250 
          40     4.65000       COMB7         Min     -1.6605      3.9357          40     4.65000 
          40     0.67500       COMB8         Max      1.5970     -2.2138          40     0.67500 
          40     2.66250       COMB8         Max     -0.0323      2.0175          40     2.66250 
          40     4.65000       COMB8         Max     -1.6617      6.2488          40     4.65000 
          40     0.67500       COMB8         Min      1.5970     -2.2138          40     0.67500 
          40     2.66250       COMB8         Min     -0.0323      2.0175          40     2.66250 
          40     4.65000       COMB8         Min     -1.6617      6.2488          40     4.65000 
          40     0.67500       COMB9         Max      1.9622     -0.9826          40     0.67500 
          40     2.66250       COMB9         Max     -0.0639      1.1919          40     2.66250 
          40     4.65000       COMB9         Max     -2.0900      3.3663          40     4.65000 
          40     0.67500       COMB9         Min      1.9622     -0.9826          40     0.67500 
          40     2.66250       COMB9         Min     -0.0639      1.1919          40     2.66250 
          40     4.65000       COMB9         Min     -2.0900      3.3663          40     4.65000 
          40     0.67500      COMB10         Max      1.9361      2.1329          40     0.67500 
          40     2.66250      COMB10         Max     -0.0649     -0.2192          40     2.66250 
          40     4.65000      COMB10         Max     -2.0660      3.7491          40     4.65000 
          40     0.67500      COMB10         Min      1.9361      2.1329          40     0.67500 
          40     2.66250      COMB10         Min     -0.0649     -0.2192          40     2.66250 
          40     4.65000      COMB10         Min     -2.0660      3.7491          40     4.65000 
          40     0.67500      COMB11         Max      1.9833     -1.9706          40     0.67500 
          40     2.66250      COMB11         Max     -0.0539      1.8544          40     2.66250 
          40     4.65000      COMB11         Max     -2.0911      5.6794          40     4.65000 
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          40     0.67500      COMB11         Min      1.9833     -1.9706          40     0.67500 
          40     2.66250      COMB11         Min     -0.0539      1.8544          40     2.66250 
          40     4.65000      COMB11         Min     -2.0911      5.6794          40     4.65000 
          40     0.67500      COMB12         Max      1.9571      1.1448          40     0.67500 
          40     2.66250      COMB12         Max     -0.0550      0.4434          40     2.66250 
          40     4.65000      COMB12         Max     -2.0672      6.0622          40     4.65000 
          40     0.67500      COMB12         Min      1.9571      1.1448          40     0.67500 
          40     2.66250      COMB12         Min     -0.0550      0.4434          40     2.66250 
          40     4.65000      COMB12         Min     -2.0672      6.0622          40     4.65000 
          40     0.67500      COMB13         Max      6.6959     -2.9215          40     0.67500 
          40     2.66250      COMB13         Max      0.3656      1.9591          40     2.66250 
          40     4.65000      COMB13         Max      7.2689      6.8398          40     4.65000 
          40     0.67500      COMB13         Min     -6.5376     -2.9216          40     0.67500 
          40     2.66250      COMB13         Min     -0.2814      1.9591          40     2.66250 
          40     4.65000      COMB13         Min     -7.2588      6.8396          40     4.65000 
          40     0.67500      COMB14         Max      1.2884     -0.3170          40     0.67500 
          40     2.66250      COMB14         Max      0.1080      2.0184          40     2.66250 
          40     4.65000      COMB14         Max      1.3459      9.3257          40     4.65000 
          40     0.67500      COMB14         Min     -1.1300     -5.5261          40     0.67500 
          40     2.66250      COMB14         Min     -0.0238      1.8998          40     2.66250 
          40     4.65000      COMB14         Min     -1.3359      4.3538          40     4.65000 
          40     0.67500         INV         Max      6.6959      2.1329          40     0.67500 
          40     2.66250         INV         Max      0.3656      2.0184          40     2.66250 
          40     4.65000         INV         Max      7.2689      9.3257          40     4.65000 
          40     0.67500         INV         Min     -6.5376     -5.5261          40     0.67500 
          40     2.66250         INV         Min     -0.2814     -0.3360          40     2.66250 
          40     4.65000         INV         Min     -7.2588      3.3663          40     4.65000 
          41     0.67500          PP                  0.0492     -2.5564          41     0.67500 
          41     2.61250          PP                  0.0276      1.6350          41     2.61250 
          41     4.55000          PP                  0.0060      5.8264          41     4.55000 
          41     0.67500        PERM                  0.0381     -7.4756          41     0.67500 
          41     2.61250        PERM                  0.0333      4.7803          41     2.61250 
          41     4.55000        PERM                  0.0286     17.0361          41     4.55000 
          41     0.67500        NEVE                  0.0260     -5.1149          41     0.67500 
          41     2.61250        NEVE                  0.0228      3.2707          41     2.61250 
          41     4.55000        NEVE                  0.0196     11.6563          41     4.55000 
          41     0.67500      VENTOX                  0.6578      1.2574          41     0.67500 
          41     2.61250      VENTOX                 -0.0283     -0.8052          41     2.61250 
          41     4.55000      VENTOX                 -0.7145     -2.8679          41     4.55000 
          41     0.67500      VENTOY                  0.6149      9.4598          41     0.67500 
          41     2.61250      VENTOY                 -0.0316     -2.2823          41     2.61250 
          41     4.55000      VENTOY                 -0.6781     -8.0181          41     4.55000 
          41     0.67500      SISMAX         Max     11.2323      0.0030          41     0.67500 
          41     2.61250      SISMAX         Max      0.3941   2.501E-04          41     2.61250 
          41     4.55000      SISMAX         Max     12.0205      0.0035          41     4.55000 
          41     0.67500      SISMAY         Max      2.0544     11.9401          41     0.67500 
          41     2.61250      SISMAY         Max      0.0842      0.0695          41     2.61250 
          41     4.55000      SISMAY         Max      2.2223     11.8018          41     4.55000 
          41     0.67500        TERM                 -4.5887     -3.4393          41     0.67500 
          41     2.61250        TERM                  0.1630     -0.2240          41     2.61250 
          41     4.55000        TERM                  4.9148      2.9913          41     4.55000 
          41     0.67500       COMB1         Max     -4.5015    -13.4713          41     0.67500 
          41     2.61250       COMB1         Max      0.2239      6.1913          41     2.61250 
          41     4.55000       COMB1         Max      4.9493     25.8539          41     4.55000 
          41     0.67500       COMB1         Min     -4.5015    -13.4713          41     0.67500 
          41     2.61250       COMB1         Min      0.2239      6.1913          41     2.61250 
          41     4.55000       COMB1         Min      4.9493     25.8539          41     4.55000 
          41     0.67500       COMB2         Max     -4.4755    -18.5862          41     0.67500 
          41     2.61250       COMB2         Max      0.2467      9.4620          41     2.61250 
          41     4.55000       COMB2         Max      4.9689     37.5102          41     4.55000 
          41     0.67500       COMB2         Min     -4.4755    -18.5862          41     0.67500 
          41     2.61250       COMB2         Min      0.2467      9.4620          41     2.61250 
          41     4.55000       COMB2         Min      4.9689     37.5102          41     4.55000 
          41     0.67500       COMB3         Max     -3.8437    -12.2139          41     0.67500 
          41     2.61250       COMB3         Max      0.1956      5.3861          41     2.61250 
          41     4.55000       COMB3         Max      4.2348     22.9860          41     4.55000 
          41     0.67500       COMB3         Min     -3.8437    -12.2139          41     0.67500 
          41     2.61250       COMB3         Min      0.1956      5.3861          41     2.61250 
          41     4.55000       COMB3         Min      4.2348     22.9860          41     4.55000 
          41     0.67500       COMB4         Max     -3.8866     -4.0115          41     0.67500 
          41     2.61250       COMB4         Max      0.1923      3.9090          41     2.61250 
          41     4.55000       COMB4         Max      4.2712     17.8358          41     4.55000 
          41     0.67500       COMB4         Min     -3.8866     -4.0115          41     0.67500 
          41     2.61250       COMB4         Min      0.1923      3.9090          41     2.61250 
          41     4.55000       COMB4         Min      4.2712     17.8358          41     4.55000 
          41     0.67500       COMB5         Max     -3.8177    -17.3287          41     0.67500 
          41     2.61250       COMB5         Max      0.2184      8.6568          41     2.61250 
          41     4.55000       COMB5         Max      4.2544     34.6422          41     4.55000 
          41     0.67500       COMB5         Min     -3.8177    -17.3287          41     0.67500 
          41     2.61250       COMB5         Min      0.2184      8.6568          41     2.61250 
          41     4.55000       COMB5         Min      4.2544     34.6422          41     4.55000 
          41     0.67500       COMB6         Max     -3.8606     -9.1264          41     0.67500 
          41     2.61250       COMB6         Max      0.2151      7.1797          41     2.61250 
          41     4.55000       COMB6         Max      4.2908     29.4921          41     4.55000 
          41     0.67500       COMB6         Min     -3.8606     -9.1264          41     0.67500 
          41     2.61250       COMB6         Min      0.2151      7.1797          41     2.61250 
          41     4.55000       COMB6         Min      4.2908     29.4921          41     4.55000 
          41     0.67500       COMB7         Max      4.6760     -6.5926          41     0.67500 
          41     2.61250       COMB7         Max     -0.1021      6.6393          41     2.61250 
          41     4.55000       COMB7         Max     -4.8802     19.8712          41     4.55000 
          41     0.67500       COMB7         Min      4.6760     -6.5926          41     0.67500 
          41     2.61250       COMB7         Min     -0.1021      6.6393          41     2.61250 
          41     4.55000       COMB7         Min     -4.8802     19.8712          41     4.55000 
          41     0.67500       COMB8         Max      4.7020    -11.7075          41     0.67500 
          41     2.61250       COMB8         Max     -0.0793      9.9100          41     2.61250 
          41     4.55000       COMB8         Max     -4.8606     31.5275          41     4.55000 
          41     0.67500       COMB8         Min      4.7020    -11.7075          41     0.67500 
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          41     2.61250       COMB8         Min     -0.0793      9.9100          41     2.61250 
          41     4.55000       COMB8         Min     -4.8606     31.5275          41     4.55000 
          41     0.67500       COMB9         Max      5.3338     -5.3352          41     0.67500 
          41     2.61250       COMB9         Max     -0.1305      5.8341          41     2.61250 
          41     4.55000       COMB9         Max     -5.5947     17.0033          41     4.55000 
          41     0.67500       COMB9         Min      5.3338     -5.3352          41     0.67500 
          41     2.61250       COMB9         Min     -0.1305      5.8341          41     2.61250 
          41     4.55000       COMB9         Min     -5.5947     17.0033          41     4.55000 
          41     0.67500      COMB10         Max      5.2909      2.8672          41     0.67500 
          41     2.61250      COMB10         Max     -0.1337      4.3570          41     2.61250 
          41     4.55000      COMB10         Max     -5.5583     11.8532          41     4.55000 
          41     0.67500      COMB10         Min      5.2909      2.8672          41     0.67500 
          41     2.61250      COMB10         Min     -0.1337      4.3570          41     2.61250 
          41     4.55000      COMB10         Min     -5.5583     11.8532          41     4.55000 
          41     0.67500      COMB11         Max      5.3598    -10.4500          41     0.67500 
          41     2.61250      COMB11         Max     -0.1076      9.1048          41     2.61250 
          41     4.55000      COMB11         Max     -5.5751     28.6596          41     4.55000 
          41     0.67500      COMB11         Min      5.3598    -10.4500          41     0.67500 
          41     2.61250      COMB11         Min     -0.1076      9.1048          41     2.61250 
          41     4.55000      COMB11         Min     -5.5751     28.6596          41     4.55000 
          41     0.67500      COMB12         Max      5.3169     -2.2477          41     0.67500 
          41     2.61250      COMB12         Max     -0.1109      7.6277          41     2.61250 
          41     4.55000      COMB12         Max     -5.5387     23.5094          41     4.55000 
          41     0.67500      COMB12         Min      5.3169     -2.2477          41     0.67500 
          41     2.61250      COMB12         Min     -0.1109      7.6277          41     2.61250 
          41     4.55000      COMB12         Min     -5.5387     23.5094          41     4.55000 
          41     0.67500      COMB13         Max     11.3456    -15.1438          41     0.67500 
          41     2.61250      COMB13         Max      0.4778      9.6863          41     2.61250 
          41     4.55000      COMB13         Max     12.0747     34.5224          41     4.55000 
          41     0.67500      COMB13         Min    -11.1191    -15.1498          41     0.67500 
          41     2.61250      COMB13         Min     -0.3104      9.6858          41     2.61250 
          41     4.55000      COMB13         Min    -11.9663     34.5153          41     4.55000 
          41     0.67500      COMB14         Max      2.1677     -3.2067          41     0.67500 
          41     2.61250      COMB14         Max      0.1679      9.7555          41     2.61250 
          41     4.55000      COMB14         Max      2.2765     46.3207          41     4.55000 
          41     0.67500      COMB14         Min     -1.9412    -27.0870          41     0.67500 
          41     2.61250      COMB14         Min  -5.046E-04      9.6166          41     2.61250 
          41     4.55000      COMB14         Min     -2.1681     22.7170          41     4.55000 
          41     0.67500         INV         Max     11.3456      2.8672          41     0.67500 
          41     2.61250         INV         Max      0.4778      9.9100          41     2.61250 
          41     4.55000         INV         Max     12.0747     46.3207          41     4.55000 
          41     0.67500         INV         Min    -11.1191    -27.0870          41     0.67500 
          41     2.61250         INV         Min     -0.3104      3.9090          41     2.61250 
          41     4.55000         INV         Min    -11.9663     11.8532          41     4.55000 
          42     0.67500          PP                  0.0194     -0.4528          42     0.67500 
          42     2.66250          PP                  0.0230      0.3035          42     2.66250 
          42     4.65000          PP                  0.0266      1.0599          42     4.65000 
          42     0.67500        PERM                  0.0062     -1.1844          42     0.67500 
          42     2.66250        PERM                  0.0311      0.7939          42     2.66250 
          42     4.65000        PERM                  0.0561      2.7722          42     4.65000 
          42     0.67500        NEVE                  0.0042     -0.8104          42     0.67500 
          42     2.66250        NEVE                  0.0213      0.5432          42     2.66250 
          42     4.65000        NEVE                  0.0384      1.8968          42     4.65000 
          42     0.67500      VENTOX                  0.3902      0.1985          42     0.67500 
          42     2.66250      VENTOX                 -0.0238     -0.1338          42     2.66250 
          42     4.65000      VENTOX                 -0.4377     -0.4660          42     4.65000 
          42     0.67500      VENTOY                  0.3652      3.1233          42     0.67500 
          42     2.66250      VENTOY                 -0.0257     -1.5449          42     2.66250 
          42     4.65000      VENTOY                 -0.4165      0.1072          42     4.65000 
          42     0.67500      SISMAX         Max      6.6223      0.0022          42     0.67500 
          42     2.66250      SISMAX         Max      0.3271   4.433E-04          42     2.66250 
          42     4.65000      SISMAX         Max      7.2764      0.0031          42     4.65000 
          42     0.67500      SISMAY         Max      1.2115      2.2910          42     0.67500 
          42     2.66250      SISMAY         Max      0.0672      0.0459          42     2.66250 
          42     4.65000      SISMAY         Max      1.3457      2.1992          42     4.65000 
          42     0.67500        TERM                 -3.8897     -0.7196          42     0.67500 
          42     2.66250        TERM                  0.1928     -0.0509          42     2.66250 
          42     4.65000        TERM                  4.2754      0.6178          42     4.65000 
          42     0.67500       COMB1         Max     -3.8641     -2.3569          42     0.67500 
          42     2.66250       COMB1         Max      0.2470      1.0465          42     2.66250 
          42     4.65000       COMB1         Max      4.3581      4.4499          42     4.65000 
          42     0.67500       COMB1         Min     -3.8641     -2.3569          42     0.67500 
          42     2.66250       COMB1         Min      0.2470      1.0465          42     2.66250 
          42     4.65000       COMB1         Min      4.3581      4.4499          42     4.65000 
          42     0.67500       COMB2         Max     -3.8599     -3.1672          42     0.67500 
          42     2.66250       COMB2         Max      0.2683      1.5897          42     2.66250 
          42     4.65000       COMB2         Max      4.3965      6.3467          42     4.65000 
          42     0.67500       COMB2         Min     -3.8599     -3.1672          42     0.67500 
          42     2.66250       COMB2         Min      0.2683      1.5897          42     2.66250 
          42     4.65000       COMB2         Min      4.3965      6.3467          42     4.65000 
          42     0.67500       COMB3         Max     -3.4739     -2.1584          42     0.67500 
          42     2.66250       COMB3         Max      0.2233      0.9127          42     2.66250 
          42     4.65000       COMB3         Max      3.9204      3.9839          42     4.65000 
          42     0.67500       COMB3         Min     -3.4739     -2.1584          42     0.67500 
          42     2.66250       COMB3         Min      0.2233      0.9127          42     2.66250 
          42     4.65000       COMB3         Min      3.9204      3.9839          42     4.65000 
          42     0.67500       COMB4         Max     -3.4989      0.7664          42     0.67500 
          42     2.66250       COMB4         Max      0.2214     -0.4984          42     2.66250 
          42     4.65000       COMB4         Max      3.9416      4.5571          42     4.65000 
          42     0.67500       COMB4         Min     -3.4989      0.7664          42     0.67500 
          42     2.66250       COMB4         Min      0.2214     -0.4984          42     2.66250 
          42     4.65000       COMB4         Min      3.9416      4.5571          42     4.65000 
          42     0.67500       COMB5         Max     -3.4697     -2.9688          42     0.67500 
          42     2.66250       COMB5         Max      0.2446      1.4559          42     2.66250 
          42     4.65000       COMB5         Max      3.9588      5.8806          42     4.65000 
          42     0.67500       COMB5         Min     -3.4697     -2.9688          42     0.67500 
          42     2.66250       COMB5         Min      0.2446      1.4559          42     2.66250 
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          42     4.65000       COMB5         Min      3.9588      5.8806          42     4.65000 
          42     0.67500       COMB6         Max     -3.4946     -0.0439          42     0.67500 
          42     2.66250       COMB6         Max      0.2427      0.0448          42     2.66250 
          42     4.65000       COMB6         Max      3.9800      6.4538          42     4.65000 
          42     0.67500       COMB6         Min     -3.4946     -0.0439          42     0.67500 
          42     2.66250       COMB6         Min      0.2427      0.0448          42     2.66250 
          42     4.65000       COMB6         Min      3.9800      6.4538          42     4.65000 
          42     0.67500       COMB7         Max      3.9153     -0.9176          42     0.67500 
          42     2.66250       COMB7         Max     -0.1387      1.1484          42     2.66250 
          42     4.65000       COMB7         Max     -4.1927      3.2143          42     4.65000 
          42     0.67500       COMB7         Min      3.9153     -0.9176          42     0.67500 
          42     2.66250       COMB7         Min     -0.1387      1.1484          42     2.66250 
          42     4.65000       COMB7         Min     -4.1927      3.2143          42     4.65000 
          42     0.67500       COMB8         Max      3.9196     -1.7279          42     0.67500 
          42     2.66250       COMB8         Max     -0.1174      1.6916          42     2.66250 
          42     4.65000       COMB8         Max     -4.1543      5.1111          42     4.65000 
          42     0.67500       COMB8         Min      3.9196     -1.7279          42     0.67500 
          42     2.66250       COMB8         Min     -0.1174      1.6916          42     2.66250 
          42     4.65000       COMB8         Min     -4.1543      5.1111          42     4.65000 
          42     0.67500       COMB9         Max      4.3055     -0.7191          42     0.67500 
          42     2.66250       COMB9         Max     -0.1624      1.0146          42     2.66250 
          42     4.65000       COMB9         Max     -4.6304      2.7483          42     4.65000 
          42     0.67500       COMB9         Min      4.3055     -0.7191          42     0.67500 
          42     2.66250       COMB9         Min     -0.1624      1.0146          42     2.66250 
          42     4.65000       COMB9         Min     -4.6304      2.7483          42     4.65000 
          42     0.67500      COMB10         Max      4.2805      2.2057          42     0.67500 
          42     2.66250      COMB10         Max     -0.1643     -0.3965          42     2.66250 
          42     4.65000      COMB10         Max     -4.6092      3.3215          42     4.65000 
          42     0.67500      COMB10         Min      4.2805      2.2057          42     0.67500 
          42     2.66250      COMB10         Min     -0.1643     -0.3965          42     2.66250 
          42     4.65000      COMB10         Min     -4.6092      3.3215          42     4.65000 
          42     0.67500      COMB11         Max      4.3098     -1.5295          42     0.67500 
          42     2.66250      COMB11         Max     -0.1411      1.5578          42     2.66250 
          42     4.65000      COMB11         Max     -4.5920      4.6451          42     4.65000 
          42     0.67500      COMB11         Min      4.3098     -1.5295          42     0.67500 
          42     2.66250      COMB11         Min     -0.1411      1.5578          42     2.66250 
          42     4.65000      COMB11         Min     -4.5920      4.6451          42     4.65000 
          42     0.67500      COMB12         Max      4.2848      1.3954          42     0.67500 
          42     2.66250      COMB12         Max     -0.1430      0.1467          42     2.66250 
          42     4.65000      COMB12         Max     -4.5708      5.2183          42     4.65000 
          42     0.67500      COMB12         Min      4.2848      1.3954          42     0.67500 
          42     2.66250      COMB12         Min     -0.1430      0.1467          42     2.66250 
          42     4.65000      COMB12         Min     -4.5708      5.2183          42     4.65000 
          42     0.67500      COMB13         Max      6.6522     -2.4454          42     0.67500 
          42     2.66250      COMB13         Max      0.4025      1.6411          42     2.66250 
          42     4.65000      COMB13         Max      7.3975      5.7320          42     4.65000 
          42     0.67500      COMB13         Min     -6.5925     -2.4498          42     0.67500 
          42     2.66250      COMB13         Min     -0.2516      1.6402          42     2.66250 
          42     4.65000      COMB13         Min     -7.1553      5.7258          42     4.65000 
          42     0.67500      COMB14         Max      1.2413     -0.1566          42     0.67500 
          42     2.66250      COMB14         Max      0.1427      1.6866          42     2.66250 
          42     4.65000      COMB14         Max      1.4668      7.9281          42     4.65000 
          42     0.67500      COMB14         Min     -1.1816     -4.7385          42     0.67500 
          42     2.66250      COMB14         Min      0.0082      1.5947          42     2.66250 
          42     4.65000      COMB14         Min     -1.2246      3.5297          42     4.65000 
          42     0.67500         INV         Max      6.6522      2.2057          42     0.67500 
          42     2.66250         INV         Max      0.4025      1.6916          42     2.66250 
          42     4.65000         INV         Max      7.3975      7.9281          42     4.65000 
          42     0.67500         INV         Min     -6.5925     -4.7385          42     0.67500 
          42     2.66250         INV         Min     -0.2516     -0.4984          42     2.66250 
          42     4.65000         INV         Min     -7.1553      2.7483          42     4.65000 
          43     0.67500          PP                 -0.0655     -2.2077          43     0.67500 
          43     2.61250          PP                  0.1005      1.4087          43     2.61250 
          43     4.55000          PP                  0.2666      5.0250          43     4.55000 
          43     0.67500        PERM                 -0.0227     -4.9835          43     0.67500 
          43     2.61250        PERM                  0.0720      3.1812          43     2.61250 
          43     4.55000        PERM                  0.1667     11.3460          43     4.55000 
          43     0.67500        NEVE                 -0.0155     -3.4098          43     0.67500 
          43     2.61250        NEVE                  0.0493      2.1766          43     2.61250 
          43     4.55000        NEVE                  0.1141      7.7630          43     4.55000 
          43     0.67500      VENTOX                  0.6697      0.8333          43     0.67500 
          43     2.61250      VENTOX                 -0.0351     -0.5362          43     2.61250 
          43     4.55000      VENTOX                 -0.7400     -1.9056          43     4.55000 
          43     0.67500      VENTOY                  0.6200      8.0246          43     0.67500 
          43     2.61250      VENTOY                 -0.0341     -1.9833          43     2.61250 
          43     4.55000      VENTOY                 -0.6883     -5.9849          43     4.55000 
          43     0.67500      SISMAX         Max     11.2113      0.0163          43     0.67500 
          43     2.61250      SISMAX         Max      0.3804      0.0043          43     2.61250 
          43     4.55000      SISMAX         Max     11.9722      0.0250          43     4.55000 
          43     0.67500      SISMAY         Max      2.0464     10.4802          43     0.67500 
          43     2.61250      SISMAY         Max      0.0783      0.0113          43     2.61250 
          43     4.55000      SISMAY         Max      2.2030     10.4763          43     4.55000 
          43     0.67500        TERM                 -8.5777     -3.5548          43     0.67500 
          43     2.61250        TERM                  0.2839     -0.1553          43     2.61250 
          43     4.55000        TERM                  9.1454      3.2443          43     4.55000 
          43     0.67500       COMB1         Max     -8.6660    -10.7460          43     0.67500 
          43     2.61250       COMB1         Max      0.4564      4.4346          43     2.61250 
          43     4.55000       COMB1         Max      9.5788     19.6153          43     4.55000 
          43     0.67500       COMB1         Min     -8.6660    -10.7460          43     0.67500 
          43     2.61250       COMB1         Min      0.4564      4.4346          43     2.61250 
          43     4.55000       COMB1         Min      9.5788     19.6153          43     4.55000 
          43     0.67500       COMB2         Max     -8.6815    -14.1558          43     0.67500 
          43     2.61250       COMB2         Max      0.5057      6.6112          43     2.61250 
          43     4.55000       COMB2         Max      9.6929     27.3783          43     4.55000 
          43     0.67500       COMB2         Min     -8.6815    -14.1558          43     0.67500 
          43     2.61250       COMB2         Min      0.5057      6.6112          43     2.61250 
          43     4.55000       COMB2         Min      9.6929     27.3783          43     4.55000 
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          43     0.67500       COMB3         Max     -7.9963     -9.9128          43     0.67500 
          43     2.61250       COMB3         Max      0.4213      3.8985          43     2.61250 
          43     4.55000       COMB3         Max      8.8388     17.7097          43     4.55000 
          43     0.67500       COMB3         Min     -7.9963     -9.9128          43     0.67500 
          43     2.61250       COMB3         Min      0.4213      3.8985          43     2.61250 
          43     4.55000       COMB3         Min      8.8388     17.7097          43     4.55000 
          43     0.67500       COMB4         Max     -8.0459     -2.7215          43     0.67500 
          43     2.61250       COMB4         Max      0.4223      2.4513          43     2.61250 
          43     4.55000       COMB4         Max      8.8905     13.6304          43     4.55000 
          43     0.67500       COMB4         Min     -8.0459     -2.7215          43     0.67500 
          43     2.61250       COMB4         Min      0.4223      2.4513          43     2.61250 
          43     4.55000       COMB4         Min      8.8905     13.6304          43     4.55000 
          43     0.67500       COMB5         Max     -8.0118    -13.3226          43     0.67500 
          43     2.61250       COMB5         Max      0.4706      6.0751          43     2.61250 
          43     4.55000       COMB5         Max      8.9529     25.4727          43     4.55000 
          43     0.67500       COMB5         Min     -8.0118    -13.3226          43     0.67500 
          43     2.61250       COMB5         Min      0.4706      6.0751          43     2.61250 
          43     4.55000       COMB5         Min      8.9529     25.4727          43     4.55000 
          43     0.67500       COMB6         Max     -8.0615     -6.1312          43     0.67500 
          43     2.61250       COMB6         Max      0.4716      4.6280          43     2.61250 
          43     4.55000       COMB6         Max      9.0046     21.3934          43     4.55000 
          43     0.67500       COMB6         Min     -8.0615     -6.1312          43     0.67500 
          43     2.61250       COMB6         Min      0.4716      4.6280          43     2.61250 
          43     4.55000       COMB6         Min      9.0046     21.3934          43     4.55000 
          43     0.67500       COMB7         Max      8.4895     -3.6364          43     0.67500 
          43     2.61250       COMB7         Max     -0.1113      4.7452          43     2.61250 
          43     4.55000       COMB7         Max     -8.7120     13.1267          43     4.55000 
          43     0.67500       COMB7         Min      8.4895     -3.6364          43     0.67500 
          43     2.61250       COMB7         Min     -0.1113      4.7452          43     2.61250 
          43     4.55000       COMB7         Min     -8.7120     13.1267          43     4.55000 
          43     0.67500       COMB8         Max      8.4739     -7.0461          43     0.67500 
          43     2.61250       COMB8         Max     -0.0620      6.9218          43     2.61250 
          43     4.55000       COMB8         Max     -8.5980     20.8897          43     4.55000 
          43     0.67500       COMB8         Min      8.4739     -7.0461          43     0.67500 
          43     2.61250       COMB8         Min     -0.0620      6.9218          43     2.61250 
          43     4.55000       COMB8         Min     -8.5980     20.8897          43     4.55000 
          43     0.67500       COMB9         Max      9.1592     -2.8031          43     0.67500 
          43     2.61250       COMB9         Max     -0.1464      4.2090          43     2.61250 
          43     4.55000       COMB9         Max     -9.4520     11.2211          43     4.55000 
          43     0.67500       COMB9         Min      9.1592     -2.8031          43     0.67500 
          43     2.61250       COMB9         Min     -0.1464      4.2090          43     2.61250 
          43     4.55000       COMB9         Min     -9.4520     11.2211          43     4.55000 
          43     0.67500      COMB10         Max      9.1095      4.3882          43     0.67500 
          43     2.61250      COMB10         Max     -0.1454      2.7619          43     2.61250 
          43     4.55000      COMB10         Max     -9.4003      7.1418          43     4.55000 
          43     0.67500      COMB10         Min      9.1095      4.3882          43     0.67500 
          43     2.61250      COMB10         Min     -0.1454      2.7619          43     2.61250 
          43     4.55000      COMB10         Min     -9.4003      7.1418          43     4.55000 
          43     0.67500      COMB11         Max      9.1436     -6.2129          43     0.67500 
          43     2.61250      COMB11         Max     -0.0972      6.3856          43     2.61250 
          43     4.55000      COMB11         Max     -9.3379     18.9841          43     4.55000 
          43     0.67500      COMB11         Min      9.1436     -6.2129          43     0.67500 
          43     2.61250      COMB11         Min     -0.0972      6.3856          43     2.61250 
          43     4.55000      COMB11         Min     -9.3379     18.9841          43     4.55000 
          43     0.67500      COMB12         Max      9.0939      0.9785          43     0.67500 
          43     2.61250      COMB12         Max     -0.0961      4.9385          43     2.61250 
          43     4.55000      COMB12         Max     -9.2862     14.9048          43     4.55000 
          43     0.67500      COMB12         Min      9.0939      0.9785          43     0.67500 
          43     2.61250      COMB12         Min     -0.0961      4.9385          43     2.61250 
          43     4.55000      COMB12         Min     -9.2862     14.9048          43     4.55000 
          43     0.67500      COMB13         Max     11.1075    -10.5847          43     0.67500 
          43     2.61250      COMB13         Max      0.6023      6.7709          43     2.61250 
          43     4.55000      COMB13         Max     12.5197     24.1591          43     4.55000 
          43     0.67500      COMB13         Min    -11.3151    -10.6173          43     0.67500 
          43     2.61250      COMB13         Min     -0.1586      6.7622          43     2.61250 
          43     4.55000      COMB13         Min    -11.4247     24.1090          43     4.55000 
          43     0.67500      COMB14         Max      1.9426     -0.1208          43     0.67500 
          43     2.61250      COMB14         Max      0.3001      6.7779          43     2.61250 
          43     4.55000      COMB14         Max      2.7504     34.6104          43     4.55000 
          43     0.67500      COMB14         Min     -2.1502    -21.0812          43     0.67500 
          43     2.61250      COMB14         Min      0.1435      6.7552          43     2.61250 
          43     4.55000      COMB14         Min     -1.6555     13.6577          43     4.55000 
          43     0.67500         INV         Max     11.1075      4.3882          43     0.67500 
          43     2.61250         INV         Max      0.6023      6.9218          43     2.61250 
          43     4.55000         INV         Max     12.5197     34.6104          43     4.55000 
          43     0.67500         INV         Min    -11.3151    -21.0812          43     0.67500 
          43     2.61250         INV         Min     -0.1586      2.4513          43     2.61250 
          43     4.55000         INV         Min    -11.4247      7.1418          43     4.55000 
          44     0.67500          PP                 -0.2889      0.2012          44     0.67500 
          44     2.66250          PP                  0.1950     -0.1960          44     2.66250 
          44     4.65000          PP                  0.6790     -0.5932          44     4.65000 
          44     0.67500        PERM                 -0.1170      0.1105          44     0.67500 
          44     2.66250        PERM                  0.0792     -0.1334          44     2.66250 
          44     4.65000        PERM                  0.2754     -0.3773          44     4.65000 
          44     0.67500        NEVE                 -0.0801      0.0756          44     0.67500 
          44     2.66250        NEVE                  0.0542     -0.0913          44     2.66250 
          44     4.65000        NEVE                  0.1885     -0.2582          44     4.65000 
          44     0.67500      VENTOX                  0.0218     -1.0749          44     0.67500 
          44     2.66250      VENTOX                 -0.0144      0.3953          44     2.66250 
          44     4.65000      VENTOX                 -0.0505      0.2855          44     4.65000 
          44     0.67500      VENTOY                  5.9510     -0.6170          44     0.67500 
          44     2.66250      VENTOY                 -0.8956      0.0475          44     2.66250 
          44     4.65000      VENTOY                 -4.5821      0.7119          44     4.65000 
          44     0.67500      SISMAX         Max      0.0359     10.8859          44     0.67500 
          44     2.66250      SISMAX         Max      0.0248      0.4427          44     2.66250 
          44     4.65000      SISMAX         Max      0.0854     11.7714          44     4.65000 
          44     0.67500      SISMAY         Max     10.0754      1.9903          44     0.67500 
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          44     2.66250      SISMAY         Max      0.4016      0.0918          44     2.66250 
          44     4.65000      SISMAY         Max     10.8782      2.1738          44     4.65000 
          44     0.67500        TERM                 -3.8611     10.2753          44     0.67500 
          44     2.66250        TERM                  0.1320     -0.4087          44     2.66250 
          44     4.65000        TERM                  4.1251    -11.0928          44     4.65000 
          44     0.67500       COMB1         Max     -4.2671     10.5870          44     0.67500 
          44     2.66250       COMB1         Max      0.4062     -0.7382          44     2.66250 
          44     4.65000       COMB1         Max      5.0795    -12.0633          44     4.65000 
          44     0.67500       COMB1         Min     -4.2671     10.5870          44     0.67500 
          44     2.66250       COMB1         Min      0.4062     -0.7382          44     2.66250 
          44     4.65000       COMB1         Min      5.0795    -12.0633          44     4.65000 
          44     0.67500       COMB2         Max     -4.3471     10.6626          44     0.67500 
          44     2.66250       COMB2         Max      0.4604     -0.8294          44     2.66250 
          44     4.65000       COMB2         Max      5.2680    -12.3215          44     4.65000 
          44     0.67500       COMB2         Min     -4.3471     10.6626          44     0.67500 
          44     2.66250       COMB2         Min      0.4604     -0.8294          44     2.66250 
          44     4.65000       COMB2         Min      5.2680    -12.3215          44     4.65000 
          44     0.67500       COMB3         Max     -4.2453      9.5121          44     0.67500 
          44     2.66250       COMB3         Max      0.3919     -0.3428          44     2.66250 
          44     4.65000       COMB3         Max      5.0291    -11.7779          44     4.65000 
          44     0.67500       COMB3         Min     -4.2453      9.5121          44     0.67500 
          44     2.66250       COMB3         Min      0.3919     -0.3428          44     2.66250 
          44     4.65000       COMB3         Min      5.0291    -11.7779          44     4.65000 
          44     0.67500       COMB4         Max      1.6839      9.9701          44     0.67500 
          44     2.66250       COMB4         Max     -0.4894     -0.6907          44     2.66250 
          44     4.65000       COMB4         Max      0.4974    -11.3514          44     4.65000 
          44     0.67500       COMB4         Min      1.6839      9.9701          44     0.67500 
          44     2.66250       COMB4         Min     -0.4894     -0.6907          44     2.66250 
          44     4.65000       COMB4         Min      0.4974    -11.3514          44     4.65000 
          44     0.67500       COMB5         Max     -4.3254      9.5877          44     0.67500 
          44     2.66250       COMB5         Max      0.4461     -0.4341          44     2.66250 
          44     4.65000       COMB5         Max      5.2175    -12.0360          44     4.65000 
          44     0.67500       COMB5         Min     -4.3254      9.5877          44     0.67500 
          44     2.66250       COMB5         Min      0.4461     -0.4341          44     2.66250 
          44     4.65000       COMB5         Min      5.2175    -12.0360          44     4.65000 
          44     0.67500       COMB6         Max      1.6039     10.0457          44     0.67500 
          44     2.66250       COMB6         Max     -0.4352     -0.7820          44     2.66250 
          44     4.65000       COMB6         Max      0.6859    -11.6096          44     4.65000 
          44     0.67500       COMB6         Min      1.6039     10.0457          44     0.67500 
          44     2.66250       COMB6         Min     -0.4352     -0.7820          44     2.66250 
          44     4.65000       COMB6         Min      0.6859    -11.6096          44     4.65000 
          44     0.67500       COMB7         Max      3.4552     -9.9636          44     0.67500 
          44     2.66250       COMB7         Max      0.1423      0.0793          44     2.66250 
          44     4.65000       COMB7         Max     -3.1707     10.1223          44     4.65000 
          44     0.67500       COMB7         Min      3.4552     -9.9636          44     0.67500 
          44     2.66250       COMB7         Min      0.1423      0.0793          44     2.66250 
          44     4.65000       COMB7         Min     -3.1707     10.1223          44     4.65000 
          44     0.67500       COMB8         Max      3.3752     -9.8880          44     0.67500 
          44     2.66250       COMB8         Max      0.1965     -0.0120          44     2.66250 
          44     4.65000       COMB8         Max     -2.9822      9.8641          44     4.65000 
          44     0.67500       COMB8         Min      3.3752     -9.8880          44     0.67500 
          44     2.66250       COMB8         Min      0.1965     -0.0120          44     2.66250 
          44     4.65000       COMB8         Min     -2.9822      9.8641          44     4.65000 
          44     0.67500       COMB9         Max      3.4770    -11.0385          44     0.67500 
          44     2.66250       COMB9         Max      0.1279      0.4746          44     2.66250 
          44     4.65000       COMB9         Max     -3.2211     10.4077          44     4.65000 
          44     0.67500       COMB9         Min      3.4770    -11.0385          44     0.67500 
          44     2.66250       COMB9         Min      0.1279      0.4746          44     2.66250 
          44     4.65000       COMB9         Min     -3.2211     10.4077          44     4.65000 
          44     0.67500      COMB10         Max      9.4062    -10.5806          44     0.67500 
          44     2.66250      COMB10         Max     -0.7534      0.1268          44     2.66250 
          44     4.65000      COMB10         Max     -7.7528     10.8342          44     4.65000 
          44     0.67500      COMB10         Min      9.4062    -10.5806          44     0.67500 
          44     2.66250      COMB10         Min     -0.7534      0.1268          44     2.66250 
          44     4.65000      COMB10         Min     -7.7528     10.8342          44     4.65000 
          44     0.67500      COMB11         Max      3.3969    -10.9629          44     0.67500 
          44     2.66250      COMB11         Max      0.1821      0.3833          44     2.66250 
          44     4.65000      COMB11         Max     -3.0327     10.1496          44     4.65000 
          44     0.67500      COMB11         Min      3.3969    -10.9629          44     0.67500 
          44     2.66250      COMB11         Min      0.1821      0.3833          44     2.66250 
          44     4.65000      COMB11         Min     -3.0327     10.1496          44     4.65000 
          44     0.67500      COMB12         Max      9.3262    -10.5050          44     0.67500 
          44     2.66250      COMB12         Max     -0.6992      0.0355          44     2.66250 
          44     4.65000      COMB12         Max     -7.5643     10.5760          44     4.65000 
          44     0.67500      COMB12         Min      9.3262    -10.5050          44     0.67500 
          44     2.66250      COMB12         Min     -0.6992      0.0355          44     2.66250 
          44     4.65000      COMB12         Min     -7.5643     10.5760          44     4.65000 
          44     0.67500      COMB13         Max     -0.4501     11.2732          44     0.67500 
          44     2.66250      COMB13         Max      0.3532      0.0220          44     2.66250 
          44     4.65000      COMB13         Max      1.2283     10.5427          44     4.65000 
          44     0.67500      COMB13         Min     -0.5219    -10.4986          44     0.67500 
          44     2.66250      COMB13         Min      0.3037     -0.8634          44     2.66250 
          44     4.65000      COMB13         Min      1.0575    -13.0001          44     4.65000 
          44     0.67500      COMB14         Max      9.5894      2.3775          44     0.67500 
          44     2.66250      COMB14         Max      0.7300     -0.3289          44     2.66250 
          44     4.65000      COMB14         Max     12.0211      0.9451          44     4.65000 
          44     0.67500      COMB14         Min    -10.5614     -1.6030          44     0.67500 
          44     2.66250      COMB14         Min     -0.0731     -0.5125          44     2.66250 
          44     4.65000      COMB14         Min     -9.7353     -3.4025          44     4.65000 
          44     0.67500         INV         Max      9.5894     11.2732          44     0.67500 
          44     2.66250         INV         Max      0.7300      0.4746          44     2.66250 
          44     4.65000         INV         Max     12.0211     10.8342          44     4.65000 
          44     0.67500         INV         Min    -10.5614    -11.0385          44     0.67500 
          44     2.66250         INV         Min     -0.7534     -0.8634          44     2.66250 
          44     4.65000         INV         Min     -9.7353    -13.0001          44     4.65000 
          45     0.67500          PP                 -0.0519      0.0326          45     0.67500 
          45     2.66250          PP                  0.0350     -0.0339          45     2.66250 
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          45     4.65000          PP                  0.1220     -0.1003          45     4.65000 
          45     0.67500        PERM                  0.0045      0.0192          45     0.67500 
          45     2.66250        PERM                 -0.0029     -0.0234          45     2.66250 
          45     4.65000        PERM                 -0.0104     -0.0659          45     4.65000 
          45     0.67500        NEVE                  0.0031      0.0131          45     0.67500 
          45     2.66250        NEVE                 -0.0020     -0.0160          45     2.66250 
          45     4.65000        NEVE                 -0.0071     -0.0451          45     4.65000 
          45     0.67500      VENTOX              -4.820E-06     -1.0525          45     0.67500 
          45     2.66250      VENTOX               1.002E-04      0.7576          45     2.66250 
          45     4.65000      VENTOX               2.052E-04     -0.5924          45     4.65000 
          45     0.67500      VENTOY                  3.1153     -0.0580          45     0.67500 
          45     2.66250      VENTOY                 -0.1463      0.0047          45     2.66250 
          45     4.65000      VENTOY                 -3.4078      0.0673          45     4.65000 
          45     0.67500      SISMAX         Max      0.0143      2.1171          45     0.67500 
          45     2.66250      SISMAX         Max      0.0098      0.0787          45     2.66250 
          45     4.65000      SISMAX         Max      0.0340      1.9596          45     4.65000 
          45     0.67500      SISMAY         Max      6.1093      0.2022          45     0.67500 
          45     2.66250      SISMAY         Max      0.2842      0.0034          45     2.66250 
          45     4.65000      SISMAY         Max      6.6775      0.2089          45     4.65000 
          45     0.67500        TERM                 -1.1665      1.9893          45     0.67500 
          45     2.66250        TERM                  0.0451      0.0756          45     2.66250 
          45     4.65000        TERM                  1.2567     -1.8380          45     4.65000 
          45     0.67500       COMB1         Max     -1.2138      2.0411          45     0.67500 
          45     2.66250       COMB1         Max      0.0772      0.0184          45     2.66250 
          45     4.65000       COMB1         Max      1.3683     -2.0043          45     4.65000 
          45     0.67500       COMB1         Min     -1.2138      2.0411          45     0.67500 
          45     2.66250       COMB1         Min      0.0772      0.0184          45     2.66250 
          45     4.65000       COMB1         Min      1.3683     -2.0043          45     4.65000 
          45     0.67500       COMB2         Max     -1.2108      2.0542          45     0.67500 
          45     2.66250       COMB2         Max      0.0752      0.0024          45     2.66250 
          45     4.65000       COMB2         Max      1.3612     -2.0494          45     4.65000 
          45     0.67500       COMB2         Min     -1.2108      2.0542          45     0.67500 
          45     2.66250       COMB2         Min      0.0752      0.0024          45     2.66250 
          45     4.65000       COMB2         Min      1.3612     -2.0494          45     4.65000 
          45     0.67500       COMB3         Max     -1.2139      0.9886          45     0.67500 
          45     2.66250       COMB3         Max      0.0773      0.7760          45     2.66250 
          45     4.65000       COMB3         Max      1.3685     -2.5967          45     4.65000 
          45     0.67500       COMB3         Min     -1.2139      0.9886          45     0.67500 
          45     2.66250       COMB3         Min      0.0773      0.7760          45     2.66250 
          45     4.65000       COMB3         Min      1.3685     -2.5967          45     4.65000 
          45     0.67500       COMB4         Max      1.9014      1.9831          45     0.67500 
          45     2.66250       COMB4         Max     -0.0691      0.0231          45     2.66250 
          45     4.65000       COMB4         Max     -2.0396     -1.9370          45     4.65000 
          45     0.67500       COMB4         Min      1.9014      1.9831          45     0.67500 
          45     2.66250       COMB4         Min     -0.0691      0.0231          45     2.66250 
          45     4.65000       COMB4         Min     -2.0396     -1.9370          45     4.65000 
          45     0.67500       COMB5         Max     -1.2108      1.0017          45     0.67500 
          45     2.66250       COMB5         Max      0.0753      0.7601          45     2.66250 
          45     4.65000       COMB5         Max      1.3614     -2.6417          45     4.65000 
          45     0.67500       COMB5         Min     -1.2108      1.0017          45     0.67500 
          45     2.66250       COMB5         Min      0.0753      0.7601          45     2.66250 
          45     4.65000       COMB5         Min      1.3614     -2.6417          45     4.65000 
          45     0.67500       COMB6         Max      1.9045      1.9962          45     0.67500 
          45     2.66250       COMB6         Max     -0.0711      0.0071          45     2.66250 
          45     4.65000       COMB6         Max     -2.0467     -1.9820          45     4.65000 
          45     0.67500       COMB6         Min      1.9045      1.9962          45     0.67500 
          45     2.66250       COMB6         Min     -0.0711      0.0071          45     2.66250 
          45     4.65000       COMB6         Min     -2.0467     -1.9820          45     4.65000 
          45     0.67500       COMB7         Max      1.1191     -1.9375          45     0.67500 
          45     2.66250       COMB7         Max     -0.0130     -0.1329          45     2.66250 
          45     4.65000       COMB7         Max     -1.1451      1.6718          45     4.65000 
          45     0.67500       COMB7         Min      1.1191     -1.9375          45     0.67500 
          45     2.66250       COMB7         Min     -0.0130     -0.1329          45     2.66250 
          45     4.65000       COMB7         Min     -1.1451      1.6718          45     4.65000 
          45     0.67500       COMB8         Max      1.1222     -1.9244          45     0.67500 
          45     2.66250       COMB8         Max     -0.0150     -0.1489          45     2.66250 
          45     4.65000       COMB8         Max     -1.1521      1.6267          45     4.65000 
          45     0.67500       COMB8         Min      1.1222     -1.9244          45     0.67500 
          45     2.66250       COMB8         Min     -0.0150     -0.1489          45     2.66250 
          45     4.65000       COMB8         Min     -1.1521      1.6267          45     4.65000 
          45     0.67500       COMB9         Max      1.1191     -2.9900          45     0.67500 
          45     2.66250       COMB9         Max     -0.0129      0.6248          45     2.66250 
          45     4.65000       COMB9         Max     -1.1449      1.0794          45     4.65000 
          45     0.67500       COMB9         Min      1.1191     -2.9900          45     0.67500 
          45     2.66250       COMB9         Min     -0.0129      0.6248          45     2.66250 
          45     4.65000       COMB9         Min     -1.1449      1.0794          45     4.65000 
          45     0.67500      COMB10         Max      4.2344     -1.9955          45     0.67500 
          45     2.66250      COMB10         Max     -0.1593     -0.1282          45     2.66250 
          45     4.65000      COMB10         Max     -4.5529      1.7391          45     4.65000 
          45     0.67500      COMB10         Min      4.2344     -1.9955          45     0.67500 
          45     2.66250      COMB10         Min     -0.1593     -0.1282          45     2.66250 
          45     4.65000      COMB10         Min     -4.5529      1.7391          45     4.65000 
          45     0.67500      COMB11         Max      1.1221     -2.9769          45     0.67500 
          45     2.66250      COMB11         Max     -0.0149      0.6088          45     2.66250 
          45     4.65000      COMB11         Max     -1.1519      1.0343          45     4.65000 
          45     0.67500      COMB11         Min      1.1221     -2.9769          45     0.67500 
          45     2.66250      COMB11         Min     -0.0149      0.6088          45     2.66250 
          45     4.65000      COMB11         Min     -1.1519      1.0343          45     4.65000 
          45     0.67500      COMB12         Max      4.2374     -1.9824          45     0.67500 
          45     2.66250      COMB12         Max     -0.1613     -0.1442          45     2.66250 
          45     4.65000      COMB12         Max     -4.5600      1.6940          45     4.65000 
          45     0.67500      COMB12         Min      4.2374     -1.9824          45     0.67500 
          45     2.66250      COMB12         Min     -0.1613     -0.1442          45     2.66250 
          45     4.65000      COMB12         Min     -4.5600      1.6940          45     4.65000 
          45     0.67500      COMB13         Max     -0.0300      2.1819          45     0.67500 
          45     2.66250      COMB13         Max      0.0399      0.0055          45     2.66250 
          45     4.65000      COMB13         Max      0.1385      1.7482          45     4.65000 
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          45     0.67500      COMB13         Min     -0.0586     -2.0522          45     0.67500 
          45     2.66250      COMB13         Min      0.0203     -0.1520          45     2.66250 
          45     4.65000      COMB13         Min      0.0705     -2.1709          45     4.65000 
          45     0.67500      COMB14         Max      6.0649      0.2671          45     0.67500 
          45     2.66250      COMB14         Max      0.3143     -0.0699          45     2.66250 
          45     4.65000      COMB14         Max      6.7820     -0.0024          45     4.65000 
          45     0.67500      COMB14         Min     -6.1536     -0.1373          45     0.67500 
          45     2.66250      COMB14         Min     -0.2541     -0.0766          45     2.66250 
          45     4.65000      COMB14         Min     -6.5730     -0.4202          45     4.65000 
          45     0.67500         INV         Max      6.0649      2.1819          45     0.67500 
          45     2.66250         INV         Max      0.3143      0.7760          45     2.66250 
          45     4.65000         INV         Max      6.7820      1.7482          45     4.65000 
          45     0.67500         INV         Min     -6.1536     -2.9900          45     0.67500 
          45     2.66250         INV         Min     -0.2541     -0.1520          45     2.66250 
          45     4.65000         INV         Min     -6.5730     -2.6417          45     4.65000 
          46     0.67500          PP               4.880E-14      0.0290          46     0.67500 
          46     2.66250          PP               3.075E-14     -0.0312          46     2.66250 
          46     4.65000          PP               1.269E-14     -0.0914          46     4.65000 
          46     0.67500        PERM               6.537E-15      0.0176          46     0.67500 
          46     2.66250        PERM               8.444E-15     -0.0216          46     2.66250 
          46     4.65000        PERM               1.035E-14     -0.0609          46     4.65000 
          46     0.67500        NEVE               1.118E-15      0.0120          46     0.67500 
          46     2.66250        NEVE               3.691E-15     -0.0148          46     2.66250 
          46     4.65000        NEVE               6.265E-15     -0.0416          46     4.65000 
          46     0.67500      VENTOX              -2.394E-14     -1.0946          46     0.67500 
          46     2.66250      VENTOX               3.024E-16      0.7836          46     2.66250 
          46     4.65000      VENTOX               2.455E-14     -0.4983          46     4.65000 
          46     0.67500      VENTOY                  3.1218     -0.0020          46     0.67500 
          46     2.66250      VENTOY                 -0.1508      0.0038          46     2.66250 
          46     4.65000      VENTOY                 -3.4234      0.0096          46     4.65000 
          46     0.67500      SISMAX         Max   1.538E-09      2.0392          46     0.67500 
          46     2.66250      SISMAX         Max   7.070E-10      0.1334          46     2.66250 
          46     4.65000      SISMAX         Max   2.667E-09      1.7723          46     4.65000 
          46     0.67500      SISMAY         Max      6.1252   4.092E-09          46     0.67500 
          46     2.66250      SISMAY         Max      0.2949   8.159E-10          46     2.66250 
          46     4.65000      SISMAY         Max      6.7150   4.790E-09          46     4.65000 
          46     0.67500        TERM               4.519E-14      1.9107          46     0.67500 
          46     2.66250        TERM              -1.780E-15      0.1271          46     2.66250 
          46     4.65000        TERM              -4.875E-14     -1.6566          46     4.65000 
          46     0.67500       COMB1         Max   1.005E-13      1.9573          46     0.67500 
          46     2.66250       COMB1         Max   3.741E-14      0.0742          46     2.66250 
          46     4.65000       COMB1         Max  -2.571E-14     -1.8089          46     4.65000 
          46     0.67500       COMB1         Min   1.005E-13      1.9573          46     0.67500 
          46     2.66250       COMB1         Min   3.741E-14      0.0742          46     2.66250 
          46     4.65000       COMB1         Min  -2.571E-14     -1.8089          46     4.65000 
          46     0.67500       COMB2         Max   1.016E-13      1.9693          46     0.67500 
          46     2.66250       COMB2         Max   4.110E-14      0.0594          46     2.66250 
          46     4.65000       COMB2         Max  -1.944E-14     -1.8505          46     4.65000 
          46     0.67500       COMB2         Min   1.016E-13      1.9693          46     0.67500 
          46     2.66250       COMB2         Min   4.110E-14      0.0594          46     2.66250 
          46     4.65000       COMB2         Min  -1.944E-14     -1.8505          46     4.65000 
          46     0.67500       COMB3         Max   7.659E-14      0.8626          46     0.67500 
          46     2.66250       COMB3         Max   3.771E-14      0.8578          46     2.66250 
          46     4.65000       COMB3         Max  -1.159E-15     -2.3072          46     4.65000 
          46     0.67500       COMB3         Min   7.659E-14      0.8626          46     0.67500 
          46     2.66250       COMB3         Min   3.771E-14      0.8578          46     2.66250 
          46     4.65000       COMB3         Min  -1.159E-15     -2.3072          46     4.65000 
          46     0.67500       COMB4         Max      3.1218      1.9553          46     0.67500 
          46     2.66250       COMB4         Max     -0.1508      0.0780          46     2.66250 
          46     4.65000       COMB4         Max     -3.4234     -1.7993          46     4.65000 
          46     0.67500       COMB4         Min      3.1218      1.9553          46     0.67500 
          46     2.66250       COMB4         Min     -0.1508      0.0780          46     2.66250 
          46     4.65000       COMB4         Min     -3.4234     -1.7993          46     4.65000 
          46     0.67500       COMB5         Max   7.770E-14      0.8747          46     0.67500 
          46     2.66250       COMB5         Max   4.140E-14      0.8430          46     2.66250 
          46     4.65000       COMB5         Max   5.105E-15     -2.3488          46     4.65000 
          46     0.67500       COMB5         Min   7.770E-14      0.8747          46     0.67500 
          46     2.66250       COMB5         Min   4.140E-14      0.8430          46     2.66250 
          46     4.65000       COMB5         Min   5.105E-15     -2.3488          46     4.65000 
          46     0.67500       COMB6         Max      3.1218      1.9673          46     0.67500 
          46     2.66250       COMB6         Max     -0.1508      0.0632          46     2.66250 
          46     4.65000       COMB6         Max     -3.4234     -1.8409          46     4.65000 
          46     0.67500       COMB6         Min      3.1218      1.9673          46     0.67500 
          46     2.66250       COMB6         Min     -0.1508      0.0632          46     2.66250 
          46     4.65000       COMB6         Min     -3.4234     -1.8409          46     4.65000 
          46     0.67500       COMB7         Max   1.014E-14     -1.8642          46     0.67500 
          46     2.66250       COMB7         Max   4.097E-14     -0.1799          46     2.66250 
          46     4.65000       COMB7         Max   7.180E-14      1.5043          46     4.65000 
          46     0.67500       COMB7         Min   1.014E-14     -1.8642          46     0.67500 
          46     2.66250       COMB7         Min   4.097E-14     -0.1799          46     2.66250 
          46     4.65000       COMB7         Min   7.180E-14      1.5043          46     4.65000 
          46     0.67500       COMB8         Max   1.126E-14     -1.8521          46     0.67500 
          46     2.66250       COMB8         Max   4.466E-14     -0.1947          46     2.66250 
          46     4.65000       COMB8         Max   7.806E-14      1.4627          46     4.65000 
          46     0.67500       COMB8         Min   1.126E-14     -1.8521          46     0.67500 
          46     2.66250       COMB8         Min   4.466E-14     -0.1947          46     2.66250 
          46     4.65000       COMB8         Min   7.806E-14      1.4627          46     4.65000 
          46     0.67500       COMB9         Max  -1.380E-14     -2.9588          46     0.67500 
          46     2.66250       COMB9         Max   4.127E-14      0.6037          46     2.66250 
          46     4.65000       COMB9         Max   9.635E-14      1.0060          46     4.65000 
          46     0.67500       COMB9         Min  -1.380E-14     -2.9588          46     0.67500 
          46     2.66250       COMB9         Min   4.127E-14      0.6037          46     2.66250 
          46     4.65000       COMB9         Min   9.635E-14      1.0060          46     4.65000 
          46     0.67500      COMB10         Max      3.1218     -1.8662          46     0.67500 
          46     2.66250      COMB10         Max     -0.1508     -0.1761          46     2.66250 
          46     4.65000      COMB10         Max     -3.4234      1.5139          46     4.65000 
          46     0.67500      COMB10         Min      3.1218     -1.8662          46     0.67500 
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          46     2.66250      COMB10         Min     -0.1508     -0.1761          46     2.66250 
          46     4.65000      COMB10         Min     -3.4234      1.5139          46     4.65000 
          46     0.67500      COMB11         Max  -1.268E-14     -2.9468          46     0.67500 
          46     2.66250      COMB11         Max   4.496E-14      0.5889          46     2.66250 
          46     4.65000      COMB11         Max   1.026E-13      0.9644          46     4.65000 
          46     0.67500      COMB11         Min  -1.268E-14     -2.9468          46     0.67500 
          46     2.66250      COMB11         Min   4.496E-14      0.5889          46     2.66250 
          46     4.65000      COMB11         Min   1.026E-13      0.9644          46     4.65000 
          46     0.67500      COMB12         Max      3.1218     -1.8542          46     0.67500 
          46     2.66250      COMB12         Max     -0.1508     -0.1909          46     2.66250 
          46     4.65000      COMB12         Max     -3.4234      1.4723          46     4.65000 
          46     0.67500      COMB12         Min      3.1218     -1.8542          46     0.67500 
          46     2.66250      COMB12         Min     -0.1508     -0.1909          46     2.66250 
          46     4.65000      COMB12         Min     -3.4234      1.4723          46     4.65000 
          46     0.67500      COMB13         Max   1.538E-09      2.0978          46     0.67500 
          46     2.66250      COMB13         Max   7.070E-10      0.0658          46     2.66250 
          46     4.65000      COMB13         Max   2.667E-09      1.5784          46     4.65000 
          46     0.67500      COMB13         Min  -1.538E-09     -1.9806          46     0.67500 
          46     2.66250      COMB13         Min  -7.069E-10     -0.2011          46     2.66250 
          46     4.65000      COMB13         Min  -2.667E-09     -1.9663          46     4.65000 
          46     0.67500      COMB14         Max      6.1252      0.0586          46     0.67500 
          46     2.66250      COMB14         Max      0.2949     -0.0677          46     2.66250 
          46     4.65000      COMB14         Max      6.7150     -0.1939          46     4.65000 
          46     0.67500      COMB14         Min     -6.1252      0.0586          46     0.67500 
          46     2.66250      COMB14         Min     -0.2949     -0.0677          46     2.66250 
          46     4.65000      COMB14         Min     -6.7150     -0.1939          46     4.65000 
          46     0.67500         INV         Max      6.1252      2.0978          46     0.67500 
          46     2.66250         INV         Max      0.2949      0.8578          46     2.66250 
          46     4.65000         INV         Max      6.7150      1.5784          46     4.65000 
          46     0.67500         INV         Min     -6.1252     -2.9588          46     0.67500 
          46     2.66250         INV         Min     -0.2949     -0.2011          46     2.66250 
          46     4.65000         INV         Min     -6.7150     -2.3488          46     4.65000 
          47     0.67500          PP                  0.0519      0.0326          47     0.67500 
          47     2.66250          PP                 -0.0350     -0.0339          47     2.66250 
          47     4.65000          PP                 -0.1220     -0.1003          47     4.65000 
          47     0.67500        PERM                 -0.0045      0.0192          47     0.67500 
          47     2.66250        PERM                  0.0029     -0.0234          47     2.66250 
          47     4.65000        PERM                  0.0104     -0.0659          47     4.65000 
          47     0.67500        NEVE                 -0.0031      0.0131          47     0.67500 
          47     2.66250        NEVE                  0.0020     -0.0160          47     2.66250 
          47     4.65000        NEVE                  0.0071     -0.0451          47     4.65000 
          47     0.67500      VENTOX               4.820E-06     -1.0525          47     0.67500 
          47     2.66250      VENTOX              -1.002E-04      0.7576          47     2.66250 
          47     4.65000      VENTOX              -2.052E-04     -0.5924          47     4.65000 
          47     0.67500      VENTOY                  3.1160      0.0529          47     0.67500 
          47     2.66250      VENTOY                 -0.1468      0.0035          47     2.66250 
          47     4.65000      VENTOY                 -3.4097     -0.0459          47     4.65000 
          47     0.67500      SISMAX         Max      0.0143      2.1171          47     0.67500 
          47     2.66250      SISMAX         Max      0.0098      0.0787          47     2.66250 
          47     4.65000      SISMAX         Max      0.0340      1.9596          47     4.65000 
          47     0.67500      SISMAY         Max      6.1093      0.2022          47     0.67500 
          47     2.66250      SISMAY         Max      0.2842      0.0034          47     2.66250 
          47     4.65000      SISMAY         Max      6.6775      0.2089          47     4.65000 
          47     0.67500        TERM                  1.1665      1.9893          47     0.67500 
          47     2.66250        TERM                 -0.0451      0.0756          47     2.66250 
          47     4.65000        TERM                 -1.2567     -1.8380          47     4.65000 
          47     0.67500       COMB1         Max      1.2138      2.0411          47     0.67500 
          47     2.66250       COMB1         Max     -0.0772      0.0184          47     2.66250 
          47     4.65000       COMB1         Max     -1.3683     -2.0043          47     4.65000 
          47     0.67500       COMB1         Min      1.2138      2.0411          47     0.67500 
          47     2.66250       COMB1         Min     -0.0772      0.0184          47     2.66250 
          47     4.65000       COMB1         Min     -1.3683     -2.0043          47     4.65000 
          47     0.67500       COMB2         Max      1.2108      2.0542          47     0.67500 
          47     2.66250       COMB2         Max     -0.0752      0.0024          47     2.66250 
          47     4.65000       COMB2         Max     -1.3612     -2.0494          47     4.65000 
          47     0.67500       COMB2         Min      1.2108      2.0542          47     0.67500 
          47     2.66250       COMB2         Min     -0.0752      0.0024          47     2.66250 
          47     4.65000       COMB2         Min     -1.3612     -2.0494          47     4.65000 
          47     0.67500       COMB3         Max      1.2139      0.9886          47     0.67500 
          47     2.66250       COMB3         Max     -0.0773      0.7760          47     2.66250 
          47     4.65000       COMB3         Max     -1.3685     -2.5967          47     4.65000 
          47     0.67500       COMB3         Min      1.2139      0.9886          47     0.67500 
          47     2.66250       COMB3         Min     -0.0773      0.7760          47     2.66250 
          47     4.65000       COMB3         Min     -1.3685     -2.5967          47     4.65000 
          47     0.67500       COMB4         Max      4.3299      2.0940          47     0.67500 
          47     2.66250       COMB4         Max     -0.2241      0.0219          47     2.66250 
          47     4.65000       COMB4         Max     -4.7780     -2.0502          47     4.65000 
          47     0.67500       COMB4         Min      4.3299      2.0940          47     0.67500 
          47     2.66250       COMB4         Min     -0.2241      0.0219          47     2.66250 
          47     4.65000       COMB4         Min     -4.7780     -2.0502          47     4.65000 
          47     0.67500       COMB5         Max      1.2108      1.0017          47     0.67500 
          47     2.66250       COMB5         Max     -0.0753      0.7601          47     2.66250 
          47     4.65000       COMB5         Max     -1.3614     -2.6417          47     4.65000 
          47     0.67500       COMB5         Min      1.2108      1.0017          47     0.67500 
          47     2.66250       COMB5         Min     -0.0753      0.7601          47     2.66250 
          47     4.65000       COMB5         Min     -1.3614     -2.6417          47     4.65000 
          47     0.67500       COMB6         Max      4.3268      2.1071          47     0.67500 
          47     2.66250       COMB6         Max     -0.2220      0.0059          47     2.66250 
          47     4.65000       COMB6         Max     -4.7709     -2.0953          47     4.65000 
          47     0.67500       COMB6         Min      4.3268      2.1071          47     0.67500 
          47     2.66250       COMB6         Min     -0.2220      0.0059          47     2.66250 
          47     4.65000       COMB6         Min     -4.7709     -2.0953          47     4.65000 
          47     0.67500       COMB7         Max     -1.1191     -1.9375          47     0.67500 
          47     2.66250       COMB7         Max      0.0130     -0.1329          47     2.66250 
          47     4.65000       COMB7         Max      1.1451      1.6718          47     4.65000 
          47     0.67500       COMB7         Min     -1.1191     -1.9375          47     0.67500 
          47     2.66250       COMB7         Min      0.0130     -0.1329          47     2.66250 
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          47     4.65000       COMB7         Min      1.1451      1.6718          47     4.65000 
          47     0.67500       COMB8         Max     -1.1222     -1.9244          47     0.67500 
          47     2.66250       COMB8         Max      0.0150     -0.1489          47     2.66250 
          47     4.65000       COMB8         Max      1.1521      1.6267          47     4.65000 
          47     0.67500       COMB8         Min     -1.1222     -1.9244          47     0.67500 
          47     2.66250       COMB8         Min      0.0150     -0.1489          47     2.66250 
          47     4.65000       COMB8         Min      1.1521      1.6267          47     4.65000 
          47     0.67500       COMB9         Max     -1.1191     -2.9900          47     0.67500 
          47     2.66250       COMB9         Max      0.0129      0.6248          47     2.66250 
          47     4.65000       COMB9         Max      1.1449      1.0794          47     4.65000 
          47     0.67500       COMB9         Min     -1.1191     -2.9900          47     0.67500 
          47     2.66250       COMB9         Min      0.0129      0.6248          47     2.66250 
          47     4.65000       COMB9         Min      1.1449      1.0794          47     4.65000 
          47     0.67500      COMB10         Max      1.9969     -1.8846          47     0.67500 
          47     2.66250      COMB10         Max     -0.1339     -0.1294          47     2.66250 
          47     4.65000      COMB10         Max     -2.2646      1.6259          47     4.65000 
          47     0.67500      COMB10         Min      1.9969     -1.8846          47     0.67500 
          47     2.66250      COMB10         Min     -0.1339     -0.1294          47     2.66250 
          47     4.65000      COMB10         Min     -2.2646      1.6259          47     4.65000 
          47     0.67500      COMB11         Max     -1.1221     -2.9769          47     0.67500 
          47     2.66250      COMB11         Max      0.0149      0.6088          47     2.66250 
          47     4.65000      COMB11         Max      1.1519      1.0343          47     4.65000 
          47     0.67500      COMB11         Min     -1.1221     -2.9769          47     0.67500 
          47     2.66250      COMB11         Min      0.0149      0.6088          47     2.66250 
          47     4.65000      COMB11         Min      1.1519      1.0343          47     4.65000 
          47     0.67500      COMB12         Max      1.9939     -1.8715          47     0.67500 
          47     2.66250      COMB12         Max     -0.1318     -0.1454          47     2.66250 
          47     4.65000      COMB12         Max     -2.2576      1.5808          47     4.65000 
          47     0.67500      COMB12         Min      1.9939     -1.8715          47     0.67500 
          47     2.66250      COMB12         Min     -0.1318     -0.1454          47     2.66250 
          47     4.65000      COMB12         Min     -2.2576      1.5808          47     4.65000 
          47     0.67500      COMB13         Max      0.0586      2.1819          47     0.67500 
          47     2.66250      COMB13         Max     -0.0203      0.0055          47     2.66250 
          47     4.65000      COMB13         Max     -0.0705      1.7482          47     4.65000 
          47     0.67500      COMB13         Min      0.0300     -2.0522          47     0.67500 
          47     2.66250      COMB13         Min     -0.0399     -0.1520          47     2.66250 
          47     4.65000      COMB13         Min     -0.1385     -2.1709          47     4.65000 
          47     0.67500      COMB14         Max      6.1536      0.2671          47     0.67500 
          47     2.66250      COMB14         Max      0.2541     -0.0699          47     2.66250 
          47     4.65000      COMB14         Max      6.5730     -0.0024          47     4.65000 
          47     0.67500      COMB14         Min     -6.0649     -0.1373          47     0.67500 
          47     2.66250      COMB14         Min     -0.3143     -0.0766          47     2.66250 
          47     4.65000      COMB14         Min     -6.7820     -0.4202          47     4.65000 
          47     0.67500         INV         Max      6.1536      2.1819          47     0.67500 
          47     2.66250         INV         Max      0.2541      0.7760          47     2.66250 
          47     4.65000         INV         Max      6.5730      1.7482          47     4.65000 
          47     0.67500         INV         Min     -6.0649     -2.9900          47     0.67500 
          47     2.66250         INV         Min     -0.3143     -0.1520          47     2.66250 
          47     4.65000         INV         Min     -6.7820     -2.6417          47     4.65000 
          48     0.67500          PP                  2.6523     -0.3284          48     0.67500 
          48     2.61250          PP                 -1.6950      0.1502          48     2.61250 
          48     4.55000          PP                 -6.0423      0.6288          48     4.55000 
          48     0.67500        PERM                  4.3279     -0.0525          48     0.67500 
          48     2.61250        PERM                 -2.7668     -0.0240          48     2.61250 
          48     4.55000        PERM                 -9.8615      0.0044          48     4.55000 
          48     0.67500        NEVE                  2.9612     -0.0359          48     0.67500 
          48     2.61250        NEVE                 -1.8930     -0.0164          48     2.61250 
          48     4.55000        NEVE                 -6.7473      0.0030          48     4.55000 
          48     0.67500      VENTOX                 -0.7289     -0.6479          48     0.67500 
          48     2.61250      VENTOX                  0.4660      0.0235          48     2.61250 
          48     4.55000      VENTOX                  1.6609      0.6949          48     4.55000 
          48     0.67500      VENTOY                  7.2502      0.6227          48     0.67500 
          48     2.61250      VENTOY                  0.1532     -0.0185          48     2.61250 
          48     4.55000      VENTOY                 -5.4422     -0.6597          48     4.55000 
          48     0.67500      SISMAX         Max   1.119E-05     11.1271          48     0.67500 
          48     2.61250      SISMAX         Max   7.317E-07      0.3293          48     2.61250 
          48     4.55000      SISMAX         Max   9.794E-06     11.7858          48     4.55000 
          48     0.67500      SISMAY         Max     15.8316      2.0306          48     0.67500 
          48     2.61250      SISMAY         Max      0.0644      0.0701          48     2.61250 
          48     4.55000      SISMAY         Max     15.7083      2.1707          48     4.55000 
          48     0.67500        TERM                  3.4597    -11.3848          48     0.67500 
          48     2.61250        TERM                  0.2116      0.3330          48     2.61250 
          48     4.55000        TERM                 -3.0365     12.0508          48     4.55000 
          48     0.67500       COMB1         Max     10.4399    -11.7657          48     0.67500 
          48     2.61250       COMB1         Max     -4.2502      0.4592          48     2.61250 
          48     4.55000       COMB1         Max    -18.9403     12.6840          48     4.55000 
          48     0.67500       COMB1         Min     10.4399    -11.7657          48     0.67500 
          48     2.61250       COMB1         Min     -4.2502      0.4592          48     2.61250 
          48     4.55000       COMB1         Min    -18.9403     12.6840          48     4.55000 
          48     0.67500       COMB2         Max     13.4012    -11.8016          48     0.67500 
          48     2.61250       COMB2         Max     -6.1432      0.4427          48     2.61250 
          48     4.55000       COMB2         Max    -25.6876     12.6870          48     4.55000 
          48     0.67500       COMB2         Min     13.4012    -11.8016          48     0.67500 
          48     2.61250       COMB2         Min     -6.1432      0.4427          48     2.61250 
          48     4.55000       COMB2         Min    -25.6876     12.6870          48     4.55000 
          48     0.67500       COMB3         Max      9.7110    -12.4136          48     0.67500 
          48     2.61250       COMB3         Max     -3.7842      0.4827          48     2.61250 
          48     4.55000       COMB3         Max    -17.2794     13.3789          48     4.55000 
          48     0.67500       COMB3         Min      9.7110    -12.4136          48     0.67500 
          48     2.61250       COMB3         Min     -3.7842      0.4827          48     2.61250 
          48     4.55000       COMB3         Min    -17.2794     13.3789          48     4.55000 
          48     0.67500       COMB4         Max     17.6901    -11.1430          48     0.67500 
          48     2.61250       COMB4         Max     -4.0970      0.4407          48     2.61250 
          48     4.55000       COMB4         Max    -24.3825     12.0244          48     4.55000 
          48     0.67500       COMB4         Min     17.6901    -11.1430          48     0.67500 
          48     2.61250       COMB4         Min     -4.0970      0.4407          48     2.61250 
          48     4.55000       COMB4         Min    -24.3825     12.0244          48     4.55000 
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          48     0.67500       COMB5         Max     12.6722    -12.4495          48     0.67500 
          48     2.61250       COMB5         Max     -5.6772      0.4662          48     2.61250 
          48     4.55000       COMB5         Max    -24.0267     13.3819          48     4.55000 
          48     0.67500       COMB5         Min     12.6722    -12.4495          48     0.67500 
          48     2.61250       COMB5         Min     -5.6772      0.4662          48     2.61250 
          48     4.55000       COMB5         Min    -24.0267     13.3819          48     4.55000 
          48     0.67500       COMB6         Max     20.6514    -11.1789          48     0.67500 
          48     2.61250       COMB6         Max     -5.9900      0.4242          48     2.61250 
          48     4.55000       COMB6         Max    -31.1298     12.0274          48     4.55000 
          48     0.67500       COMB6         Min     20.6514    -11.1789          48     0.67500 
          48     2.61250       COMB6         Min     -5.9900      0.4242          48     2.61250 
          48     4.55000       COMB6         Min    -31.1298     12.0274          48     4.55000 
          48     0.67500       COMB7         Max      3.5205     11.0040          48     0.67500 
          48     2.61250       COMB7         Max     -4.6734     -0.2068          48     2.61250 
          48     4.55000       COMB7         Max    -12.8673    -11.4177          48     4.55000 
          48     0.67500       COMB7         Min      3.5205     11.0040          48     0.67500 
          48     2.61250       COMB7         Min     -4.6734     -0.2068          48     2.61250 
          48     4.55000       COMB7         Min    -12.8673    -11.4177          48     4.55000 
          48     0.67500       COMB8         Max      6.4817     10.9681          48     0.67500 
          48     2.61250       COMB8         Max     -6.5665     -0.2233          48     2.61250 
          48     4.55000       COMB8         Max    -19.6146    -11.4146          48     4.55000 
          48     0.67500       COMB8         Min      6.4817     10.9681          48     0.67500 
          48     2.61250       COMB8         Min     -6.5665     -0.2233          48     2.61250 
          48     4.55000       COMB8         Min    -19.6146    -11.4146          48     4.55000 
          48     0.67500       COMB9         Max      2.7916     10.3561          48     0.67500 
          48     2.61250       COMB9         Max     -4.2074     -0.1833          48     2.61250 
          48     4.55000       COMB9         Max    -11.2064    -10.7228          48     4.55000 
          48     0.67500       COMB9         Min      2.7916     10.3561          48     0.67500 
          48     2.61250       COMB9         Min     -4.2074     -0.1833          48     2.61250 
          48     4.55000       COMB9         Min    -11.2064    -10.7228          48     4.55000 
          48     0.67500      COMB10         Max     10.7707     11.6267          48     0.67500 
          48     2.61250      COMB10         Max     -4.5202     -0.2253          48     2.61250 
          48     4.55000      COMB10         Max    -18.3095    -12.0773          48     4.55000 
          48     0.67500      COMB10         Min     10.7707     11.6267          48     0.67500 
          48     2.61250      COMB10         Min     -4.5202     -0.2253          48     2.61250 
          48     4.55000      COMB10         Min    -18.3095    -12.0773          48     4.55000 
          48     0.67500      COMB11         Max      5.7528     10.3202          48     0.67500 
          48     2.61250      COMB11         Max     -6.1005     -0.1998          48     2.61250 
          48     4.55000      COMB11         Max    -17.9537    -10.7197          48     4.55000 
          48     0.67500      COMB11         Min      5.7528     10.3202          48     0.67500 
          48     2.61250      COMB11         Min     -6.1005     -0.1998          48     2.61250 
          48     4.55000      COMB11         Min    -17.9537    -10.7197          48     4.55000 
          48     0.67500      COMB12         Max     13.7319     11.5908          48     0.67500 
          48     2.61250      COMB12         Max     -6.4132     -0.2418          48     2.61250 
          48     4.55000      COMB12         Max    -25.0568    -12.0743          48     4.55000 
          48     0.67500      COMB12         Min     13.7319     11.5908          48     0.67500 
          48     2.61250      COMB12         Min     -6.4132     -0.2418          48     2.61250 
          48     4.55000      COMB12         Min    -25.0568    -12.0743          48     4.55000 
          48     0.67500      COMB13         Max      9.9414     10.7104          48     0.67500 
          48     2.61250      COMB13         Max     -6.3548      0.4391          48     2.61250 
          48     4.55000      COMB13         Max    -22.6511     12.4220          48     4.55000 
          48     0.67500      COMB13         Min      9.9414    -11.5439          48     0.67500 
          48     2.61250      COMB13         Min     -6.3548     -0.2196          48     2.61250 
          48     4.55000      COMB13         Min    -22.6511    -11.1496          48     4.55000 
          48     0.67500      COMB14         Max     25.7730      1.6139          48     0.67500 
          48     2.61250      COMB14         Max     -6.2904      0.1799          48     2.61250 
          48     4.55000      COMB14         Max     -6.9428      2.8069          48     4.55000 
          48     0.67500      COMB14         Min     -5.8902     -2.4474          48     0.67500 
          48     2.61250      COMB14         Min     -6.4192      0.0396          48     2.61250 
          48     4.55000      COMB14         Min    -38.3595     -1.5345          48     4.55000 
          48     0.67500         INV         Max     25.7730     11.6267          48     0.67500 
          48     2.61250         INV         Max     -3.7842      0.4827          48     2.61250 
          48     4.55000         INV         Max     -6.9428     13.3819          48     4.55000 
          48     0.67500         INV         Min     -5.8902    -12.4495          48     0.67500 
          48     2.61250         INV         Min     -6.5665     -0.2418          48     2.61250 
          48     4.55000         INV         Min    -38.3595    -12.0773          48     4.55000 
          49     0.67500          PP                  0.0763      0.4994          49     0.67500 
          49     2.66250          PP                 -0.0156     -0.3348          49     2.66250 
          49     4.65000          PP                 -0.1074     -1.1690          49     4.65000 
          49     0.67500        PERM                  0.0763      1.1167          49     0.67500 
          49     2.66250        PERM                 -0.0162     -0.7487          49     2.66250 
          49     4.65000        PERM                 -0.1087     -2.6141          49     4.65000 
          49     0.67500        NEVE                  0.0522      0.7640          49     0.67500 
          49     2.66250        NEVE                 -0.0111     -0.5123          49     2.66250 
          49     4.65000        NEVE                 -0.0744     -1.7886          49     4.65000 
          49     0.67500      VENTOX                  0.3771     -0.1881          49     0.67500 
          49     2.66250      VENTOX                 -0.0160      0.1261          49     2.66250 
          49     4.65000      VENTOX                 -0.4090      0.4403          49     4.65000 
          49     0.67500      VENTOY                 -0.3752      2.2140          49     0.67500 
          49     2.66250      VENTOY                  0.0215     -0.5441          49     2.66250 
          49     4.65000      VENTOY                  0.4181     -0.1421          49     4.65000 
          49     0.67500      SISMAX         Max      6.6056   5.112E-06          49     0.67500 
          49     2.66250      SISMAX         Max      0.3170   1.695E-07          49     2.66250 
          49     4.65000      SISMAX         Max      7.2396   4.959E-06          49     4.65000 
          49     0.67500      SISMAY         Max      1.2004      3.1909          49     0.67500 
          49     2.66250      SISMAY         Max      0.0605      0.0704          49     2.66250 
          49     4.65000      SISMAY         Max      1.3214      3.0503          49     4.65000 
          49     0.67500        TERM                  5.5763      0.7099          49     0.67500 
          49     2.66250        TERM                 -0.2661      0.0571          49     2.66250 
          49     4.65000        TERM                 -6.1084     -0.5957          49     4.65000 
          49     0.67500       COMB1         Max      5.7289      2.3259          49     0.67500 
          49     2.66250       COMB1         Max     -0.2978     -1.0264          49     2.66250 
          49     4.65000       COMB1         Max     -6.3245     -4.3788          49     4.65000 
          49     0.67500       COMB1         Min      5.7289      2.3259          49     0.67500 
          49     2.66250       COMB1         Min     -0.2978     -1.0264          49     2.66250 
          49     4.65000       COMB1         Min     -6.3245     -4.3788          49     4.65000 
          49     0.67500       COMB2         Max      5.7810      3.0900          49     0.67500 
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          49     2.66250       COMB2         Max     -0.3089     -1.5387          49     2.66250 
          49     4.65000       COMB2         Max     -6.3989     -6.1674          49     4.65000 
          49     0.67500       COMB2         Min      5.7810      3.0900          49     0.67500 
          49     2.66250       COMB2         Min     -0.3089     -1.5387          49     2.66250 
          49     4.65000       COMB2         Min     -6.3989     -6.1674          49     4.65000 
          49     0.67500       COMB3         Max      6.1059      2.1379          49     0.67500 
          49     2.66250       COMB3         Max     -0.3138     -0.9003          49     2.66250 
          49     4.65000       COMB3         Max     -6.7335     -3.9385          49     4.65000 
          49     0.67500       COMB3         Min      6.1059      2.1379          49     0.67500 
          49     2.66250       COMB3         Min     -0.3138     -0.9003          49     2.66250 
          49     4.65000       COMB3         Min     -6.7335     -3.9385          49     4.65000 
          49     0.67500       COMB4         Max      5.3537      4.5399          49     0.67500 
          49     2.66250       COMB4         Max     -0.2764     -1.5706          49     2.66250 
          49     4.65000       COMB4         Max     -5.9064     -4.5209          49     4.65000 
          49     0.67500       COMB4         Min      5.3537      4.5399          49     0.67500 
          49     2.66250       COMB4         Min     -0.2764     -1.5706          49     2.66250 
          49     4.65000       COMB4         Min     -5.9064     -4.5209          49     4.65000 
          49     0.67500       COMB5         Max      6.1581      2.9019          49     0.67500 
          49     2.66250       COMB5         Max     -0.3249     -1.4126          49     2.66250 
          49     4.65000       COMB5         Max     -6.8079     -5.7271          49     4.65000 
          49     0.67500       COMB5         Min      6.1581      2.9019          49     0.67500 
          49     2.66250       COMB5         Min     -0.3249     -1.4126          49     2.66250 
          49     4.65000       COMB5         Min     -6.8079     -5.7271          49     4.65000 
          49     0.67500       COMB6         Max      5.4059      5.3039          49     0.67500 
          49     2.66250       COMB6         Max     -0.2875     -2.0828          49     2.66250 
          49     4.65000       COMB6         Max     -5.9808     -6.3095          49     4.65000 
          49     0.67500       COMB6         Min      5.4059      5.3039          49     0.67500 
          49     2.66250       COMB6         Min     -0.2875     -2.0828          49     2.66250 
          49     4.65000       COMB6         Min     -5.9808     -6.3095          49     4.65000 
          49     0.67500       COMB7         Max     -5.4237      0.9062          49     0.67500 
          49     2.66250       COMB7         Max      0.2343     -1.1405          49     2.66250 
          49     4.65000       COMB7         Max      5.8922     -3.1873          49     4.65000 
          49     0.67500       COMB7         Min     -5.4237      0.9062          49     0.67500 
          49     2.66250       COMB7         Min      0.2343     -1.1405          49     2.66250 
          49     4.65000       COMB7         Min      5.8922     -3.1873          49     4.65000 
          49     0.67500       COMB8         Max     -5.3715      1.6703          49     0.67500 
          49     2.66250       COMB8         Max      0.2232     -1.6528          49     2.66250 
          49     4.65000       COMB8         Max      5.8178     -4.9759          49     4.65000 
          49     0.67500       COMB8         Min     -5.3715      1.6703          49     0.67500 
          49     2.66250       COMB8         Min      0.2232     -1.6528          49     2.66250 
          49     4.65000       COMB8         Min      5.8178     -4.9759          49     4.65000 
          49     0.67500       COMB9         Max     -5.0466      0.7181          49     0.67500 
          49     2.66250       COMB9         Max      0.2183     -1.0144          49     2.66250 
          49     4.65000       COMB9         Max      5.4832     -2.7470          49     4.65000 
          49     0.67500       COMB9         Min     -5.0466      0.7181          49     0.67500 
          49     2.66250       COMB9         Min      0.2183     -1.0144          49     2.66250 
          49     4.65000       COMB9         Min      5.4832     -2.7470          49     4.65000 
          49     0.67500      COMB10         Max     -5.7988      3.1202          49     0.67500 
          49     2.66250      COMB10         Max      0.2557     -1.6847          49     2.66250 
          49     4.65000      COMB10         Max      6.3103     -3.3294          49     4.65000 
          49     0.67500      COMB10         Min     -5.7988      3.1202          49     0.67500 
          49     2.66250      COMB10         Min      0.2557     -1.6847          49     2.66250 
          49     4.65000      COMB10         Min      6.3103     -3.3294          49     4.65000 
          49     0.67500      COMB11         Max     -4.9944      1.4822          49     0.67500 
          49     2.66250      COMB11         Max      0.2072     -1.5267          49     2.66250 
          49     4.65000      COMB11         Max      5.4088     -4.5356          49     4.65000 
          49     0.67500      COMB11         Min     -4.9944      1.4822          49     0.67500 
          49     2.66250      COMB11         Min      0.2072     -1.5267          49     2.66250 
          49     4.65000      COMB11         Min      5.4088     -4.5356          49     4.65000 
          49     0.67500      COMB12         Max     -5.7467      3.8842          49     0.67500 
          49     2.66250      COMB12         Max      0.2446     -2.1970          49     2.66250 
          49     4.65000      COMB12         Max      6.2359     -5.1180          49     4.65000 
          49     0.67500      COMB12         Min     -5.7467      3.8842          49     0.67500 
          49     2.66250      COMB12         Min      0.2446     -2.1970          49     2.66250 
          49     4.65000      COMB12         Min      6.2359     -5.1180          49     4.65000 
          49     0.67500      COMB13         Max      6.8104      2.3801          49     0.67500 
          49     2.66250      COMB13         Max      0.2741     -1.5958          49     2.66250 
          49     4.65000      COMB13         Max      6.9490     -5.5716          49     4.65000 
          49     0.67500      COMB13         Min     -6.4008      2.3801          49     0.67500 
          49     2.66250      COMB13         Min     -0.3599     -1.5958          49     2.66250 
          49     4.65000      COMB13         Min     -7.5301     -5.5716          49     4.65000 
          49     0.67500      COMB14         Max      1.4052      5.5710          49     0.67500 
          49     2.66250      COMB14         Max      0.0176     -1.5254          49     2.66250 
          49     4.65000      COMB14         Max      1.0308     -2.5213          49     4.65000 
          49     0.67500      COMB14         Min     -0.9956     -0.8108          49     0.67500 
          49     2.66250      COMB14         Min     -0.1034     -1.6661          49     2.66250 
          49     4.65000      COMB14         Min     -1.6120     -8.6220          49     4.65000 
          49     0.67500         INV         Max      6.8104      5.5710          49     0.67500 
          49     2.66250         INV         Max      0.2741     -0.9003          49     2.66250 
          49     4.65000         INV         Max      6.9490     -2.5213          49     4.65000 
          49     0.67500         INV         Min     -6.4008     -0.8108          49     0.67500 
          49     2.66250         INV         Min     -0.3599     -2.1970          49     2.66250 
          49     4.65000         INV         Min     -7.5301     -8.6220          49     4.65000 
          50     0.67500          PP                  0.0446      2.5988          50     0.67500 
          50     2.61250          PP                  0.0302     -1.6621          50     2.61250 
          50     4.55000          PP                  0.0158     -5.9229          50     4.55000 
          50     0.67500        PERM                  0.1043      7.4155          50     0.67500 
          50     2.61250        PERM                 -0.0089     -4.7411          50     2.61250 
          50     4.55000        PERM                 -0.1221    -16.8978          50     4.55000 
          50     0.67500        NEVE                  0.0714      5.0737          50     0.67500 
          50     2.61250        NEVE                 -0.0061     -3.2439          50     2.61250 
          50     4.55000        NEVE                 -0.0835    -11.5616          50     4.55000 
          50     0.67500      VENTOX                  0.6453     -1.2489          50     0.67500 
          50     2.61250      VENTOX                 -0.0217      0.7985          50     2.61250 
          50     4.55000      VENTOX                 -0.6888      2.8459          50     4.55000 
          50     0.67500      VENTOY                 -0.6328      7.2264          50     0.67500 
          50     2.61250      VENTOY                  0.0248      0.1642          50     2.61250 
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          50     4.55000      VENTOY                  0.6823     -3.8949          50     4.55000 
          50     0.67500      SISMAX         Max     11.2289   2.460E-05          50     0.67500 
          50     2.61250      SISMAX         Max      0.3934   1.149E-06          50     2.61250 
          50     4.55000      SISMAX         Max     12.0156   2.493E-05          50     4.55000 
          50     0.67500      SISMAY         Max      2.0404     15.2982          50     0.67500 
          50     2.61250      SISMAY         Max      0.0761      0.1019          50     2.61250 
          50     4.55000      SISMAY         Max      2.1925     15.0953          50     4.55000 
          50     0.67500        TERM                  7.4735      3.4307          50     0.67500 
          50     2.61250        TERM                 -0.2629      0.2293          50     2.61250 
          50     4.55000        TERM                 -7.9993     -2.9721          50     4.55000 
          50     0.67500       COMB1         Max      7.6224     13.4449          50     0.67500 
          50     2.61250       COMB1         Max     -0.2416     -6.1739          50     2.61250 
          50     4.55000       COMB1         Max     -8.1056    -25.7928          50     4.55000 
          50     0.67500       COMB1         Min      7.6224     13.4449          50     0.67500 
          50     2.61250       COMB1         Min     -0.2416     -6.1739          50     2.61250 
          50     4.55000       COMB1         Min     -8.1056    -25.7928          50     4.55000 
          50     0.67500       COMB2         Max      7.6938     18.5187          50     0.67500 
          50     2.61250       COMB2         Max     -0.2477     -9.4179          50     2.61250 
          50     4.55000       COMB2         Max     -8.1891    -37.3545          50     4.55000 
          50     0.67500       COMB2         Min      7.6938     18.5187          50     0.67500 
          50     2.61250       COMB2         Min     -0.2477     -9.4179          50     2.61250 
          50     4.55000       COMB2         Min     -8.1891    -37.3545          50     4.55000 
          50     0.67500       COMB3         Max      8.2677     12.1960          50     0.67500 
          50     2.61250       COMB3         Max     -0.2633     -5.3754          50     2.61250 
          50     4.55000       COMB3         Max     -8.7944    -22.9469          50     4.55000 
          50     0.67500       COMB3         Min      8.2677     12.1960          50     0.67500 
          50     2.61250       COMB3         Min     -0.2633     -5.3754          50     2.61250 
          50     4.55000       COMB3         Min     -8.7944    -22.9469          50     4.55000 
          50     0.67500       COMB4         Max      6.9896     20.6714          50     0.67500 
          50     2.61250       COMB4         Max     -0.2168     -6.0097          50     2.61250 
          50     4.55000       COMB4         Max     -7.4233    -29.6877          50     4.55000 
          50     0.67500       COMB4         Min      6.9896     20.6714          50     0.67500 
          50     2.61250       COMB4         Min     -0.2168     -6.0097          50     2.61250 
          50     4.55000       COMB4         Min     -7.4233    -29.6877          50     4.55000 
          50     0.67500       COMB5         Max      8.3391     17.2698          50     0.67500 
          50     2.61250       COMB5         Max     -0.2694     -8.6194          50     2.61250 
          50     4.55000       COMB5         Max     -8.8779    -34.5085          50     4.55000 
          50     0.67500       COMB5         Min      8.3391     17.2698          50     0.67500 
          50     2.61250       COMB5         Min     -0.2694     -8.6194          50     2.61250 
          50     4.55000       COMB5         Min     -8.8779    -34.5085          50     4.55000 
          50     0.67500       COMB6         Max      7.0610     25.7451          50     0.67500 
          50     2.61250       COMB6         Max     -0.2229     -9.2537          50     2.61250 
          50     4.55000       COMB6         Max     -7.5068    -41.2493          50     4.55000 
          50     0.67500       COMB6         Min      7.0610     25.7451          50     0.67500 
          50     2.61250       COMB6         Min     -0.2229     -9.2537          50     2.61250 
          50     4.55000       COMB6         Min     -7.5068    -41.2493          50     4.55000 
          50     0.67500       COMB7         Max     -7.3246      6.5836          50     0.67500 
          50     2.61250       COMB7         Max      0.2842     -6.6325          50     2.61250 
          50     4.55000       COMB7         Max      7.8929    -19.8486          50     4.55000 
          50     0.67500       COMB7         Min     -7.3246      6.5836          50     0.67500 
          50     2.61250       COMB7         Min      0.2842     -6.6325          50     2.61250 
          50     4.55000       COMB7         Min      7.8929    -19.8486          50     4.55000 
          50     0.67500       COMB8         Max     -7.2532     11.6574          50     0.67500 
          50     2.61250       COMB8         Max      0.2781     -9.8764          50     2.61250 
          50     4.55000       COMB8         Max      7.8094    -31.4102          50     4.55000 
          50     0.67500       COMB8         Min     -7.2532     11.6574          50     0.67500 
          50     2.61250       COMB8         Min      0.2781     -9.8764          50     2.61250 
          50     4.55000       COMB8         Min      7.8094    -31.4102          50     4.55000 
          50     0.67500       COMB9         Max     -6.6793      5.3347          50     0.67500 
          50     2.61250       COMB9         Max      0.2624     -5.8340          50     2.61250 
          50     4.55000       COMB9         Max      7.2041    -17.0026          50     4.55000 
          50     0.67500       COMB9         Min     -6.6793      5.3347          50     0.67500 
          50     2.61250       COMB9         Min      0.2624     -5.8340          50     2.61250 
          50     4.55000       COMB9         Min      7.2041    -17.0026          50     4.55000 
          50     0.67500      COMB10         Max     -7.9574     13.8101          50     0.67500 
          50     2.61250      COMB10         Max      0.3089     -6.4683          50     2.61250 
          50     4.55000      COMB10         Max      8.5753    -23.7434          50     4.55000 
          50     0.67500      COMB10         Min     -7.9574     13.8101          50     0.67500 
          50     2.61250      COMB10         Min      0.3089     -6.4683          50     2.61250 
          50     4.55000      COMB10         Min      8.5753    -23.7434          50     4.55000 
          50     0.67500      COMB11         Max     -6.6079     10.4084          50     0.67500 
          50     2.61250      COMB11         Max      0.2563     -9.0779          50     2.61250 
          50     4.55000      COMB11         Max      7.1206    -28.5643          50     4.55000 
          50     0.67500      COMB11         Min     -6.6079     10.4084          50     0.67500 
          50     2.61250      COMB11         Min      0.2563     -9.0779          50     2.61250 
          50     4.55000      COMB11         Min      7.1206    -28.5643          50     4.55000 
          50     0.67500      COMB12         Max     -7.8860     18.8838          50     0.67500 
          50     2.61250      COMB12         Max      0.3029     -9.7122          50     2.61250 
          50     4.55000      COMB12         Max      8.4917    -35.3051          50     4.55000 
          50     0.67500      COMB12         Min     -7.8860     18.8838          50     0.67500 
          50     2.61250      COMB12         Min      0.3029     -9.7122          50     2.61250 
          50     4.55000      COMB12         Min      8.4917    -35.3051          50     4.55000 
          50     0.67500      COMB13         Max     11.4492     15.0880          50     0.67500 
          50     2.61250      COMB13         Max      0.4086     -9.6471          50     2.61250 
          50     4.55000      COMB13         Max     11.8257    -34.3823          50     4.55000 
          50     0.67500      COMB13         Min    -11.0086     15.0880          50     0.67500 
          50     2.61250      COMB13         Min     -0.3782     -9.6472          50     2.61250 
          50     4.55000      COMB13         Min    -12.2055    -34.3823          50     4.55000 
          50     0.67500      COMB14         Max      2.2607     30.3863          50     0.67500 
          50     2.61250      COMB14         Max      0.0913     -9.5453          50     2.61250 
          50     4.55000      COMB14         Max      2.0026    -19.2870          50     4.55000 
          50     0.67500      COMB14         Min     -1.8201     -0.2102          50     0.67500 
          50     2.61250      COMB14         Min     -0.0609     -9.7490          50     2.61250 
          50     4.55000      COMB14         Min     -2.3824    -49.4776          50     4.55000 
          50     0.67500         INV         Max     11.4492     30.3863          50     0.67500 
          50     2.61250         INV         Max      0.4086     -5.3754          50     2.61250 
          50     4.55000         INV         Max     11.8257    -17.0026          50     4.55000 
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          50     0.67500         INV         Min    -11.0086     -0.2102          50     0.67500 
          50     2.61250         INV         Min     -0.3782     -9.8764          50     2.61250 
          50     4.55000         INV         Min    -12.2055    -49.4776          50     4.55000 
          51     0.67500          PP                  0.0229      0.4939          51     0.67500 
          51     2.66250          PP                  0.0205     -0.3312          51     2.66250 
          51     4.65000          PP                  0.0182     -1.1563          51     4.65000 
          51     0.67500        PERM                  0.0470      1.4379          51     0.67500 
          51     2.66250        PERM                  0.0035     -0.9641          51     2.66250 
          51     4.65000        PERM                 -0.0399     -3.3660          51     4.65000 
          51     0.67500        NEVE                  0.0322      0.9838          51     0.67500 
          51     2.66250        NEVE                  0.0024     -0.6596          51     2.66250 
          51     4.65000        NEVE                 -0.0273     -2.3031          51     4.65000 
          51     0.67500      VENTOX                  0.3828     -0.2422          51     0.67500 
          51     2.66250      VENTOX                 -0.0197      0.1624          51     2.66250 
          51     4.65000      VENTOX                 -0.4223      0.5669          51     4.65000 
          51     0.67500      VENTOY                 -0.3709      2.1664          51     0.67500 
          51     2.66250      VENTOY                  0.0184     -0.5078          51     2.66250 
          51     4.65000      VENTOY                  0.4077     -0.0218          51     4.65000 
          51     0.67500      SISMAX         Max      6.6168   3.093E-06          51     0.67500 
          51     2.66250      SISMAX         Max      0.3242   1.466E-06          51     2.66250 
          51     4.65000      SISMAX         Max      7.2652   3.751E-06          51     4.65000 
          51     0.67500      SISMAY         Max      1.2040      3.0693          51     0.67500 
          51     2.66250      SISMAY         Max      0.0628      0.0715          51     2.66250 
          51     4.65000      SISMAY         Max      1.3296      2.9264          51     4.65000 
          51     0.67500        TERM                  3.2190      0.7070          51     0.67500 
          51     2.66250        TERM                 -0.1582      0.0590          51     2.66250 
          51     4.65000        TERM                 -3.5353     -0.5890          51     4.65000 
          51     0.67500       COMB1         Max      3.2888      2.6388          51     0.67500 
          51     2.66250       COMB1         Max     -0.1341     -1.2363          51     2.66250 
          51     4.65000       COMB1         Max     -3.5570     -5.1113          51     4.65000 
          51     0.67500       COMB1         Min      3.2888      2.6388          51     0.67500 
          51     2.66250       COMB1         Min     -0.1341     -1.2363          51     2.66250 
          51     4.65000       COMB1         Min     -3.5570     -5.1113          51     4.65000 
          51     0.67500       COMB2         Max      3.3210      3.6226          51     0.67500 
          51     2.66250       COMB2         Max     -0.1317     -1.8959          51     2.66250 
          51     4.65000       COMB2         Max     -3.5844     -7.4144          51     4.65000 
          51     0.67500       COMB2         Min      3.3210      3.6226          51     0.67500 
          51     2.66250       COMB2         Min     -0.1317     -1.8959          51     2.66250 
          51     4.65000       COMB2         Min     -3.5844     -7.4144          51     4.65000 
          51     0.67500       COMB3         Max      3.6717      2.3966          51     0.67500 
          51     2.66250       COMB3         Max     -0.1538     -1.0739          51     2.66250 
          51     4.65000       COMB3         Max     -3.9793     -4.5444          51     4.65000 
          51     0.67500       COMB3         Min      3.6717      2.3966          51     0.67500 
          51     2.66250       COMB3         Min     -0.1538     -1.0739          51     2.66250 
          51     4.65000       COMB3         Min     -3.9793     -4.5444          51     4.65000 
          51     0.67500       COMB4         Max      2.9180      4.8052          51     0.67500 
          51     2.66250       COMB4         Max     -0.1157     -1.7440          51     2.66250 
          51     4.65000       COMB4         Max     -3.1493     -5.1331          51     4.65000 
          51     0.67500       COMB4         Min      2.9180      4.8052          51     0.67500 
          51     2.66250       COMB4         Min     -0.1157     -1.7440          51     2.66250 
          51     4.65000       COMB4         Min     -3.1493     -5.1331          51     4.65000 
          51     0.67500       COMB5         Max      3.7038      3.3804          51     0.67500 
          51     2.66250       COMB5         Max     -0.1514     -1.7335          51     2.66250 
          51     4.65000       COMB5         Max     -4.0066     -6.8475          51     4.65000 
          51     0.67500       COMB5         Min      3.7038      3.3804          51     0.67500 
          51     2.66250       COMB5         Min     -0.1514     -1.7335          51     2.66250 
          51     4.65000       COMB5         Min     -4.0066     -6.8475          51     4.65000 
          51     0.67500       COMB6         Max      2.9501      5.7890          51     0.67500 
          51     2.66250       COMB6         Max     -0.1132     -2.4037          51     2.66250 
          51     4.65000       COMB6         Max     -3.1766     -7.4362          51     4.65000 
          51     0.67500       COMB6         Min      2.9501      5.7890          51     0.67500 
          51     2.66250       COMB6         Min     -0.1132     -2.4037          51     2.66250 
          51     4.65000       COMB6         Min     -3.1766     -7.4362          51     4.65000 
          51     0.67500       COMB7         Max     -3.1491      1.2249          51     0.67500 
          51     2.66250       COMB7         Max      0.1822     -1.3542          51     2.66250 
          51     4.65000       COMB7         Max      3.5136     -3.9333          51     4.65000 
          51     0.67500       COMB7         Min     -3.1491      1.2249          51     0.67500 
          51     2.66250       COMB7         Min      0.1822     -1.3542          51     2.66250 
          51     4.65000       COMB7         Min      3.5136     -3.9333          51     4.65000 
          51     0.67500       COMB8         Max     -3.1170      2.2087          51     0.67500 
          51     2.66250       COMB8         Max      0.1846     -2.0139          51     2.66250 
          51     4.65000       COMB8         Max      3.4862     -6.2364          51     4.65000 
          51     0.67500       COMB8         Min     -3.1170      2.2087          51     0.67500 
          51     2.66250       COMB8         Min      0.1846     -2.0139          51     2.66250 
          51     4.65000       COMB8         Min      3.4862     -6.2364          51     4.65000 
          51     0.67500       COMB9         Max     -2.7663      0.9827          51     0.67500 
          51     2.66250       COMB9         Max      0.1625     -1.1919          51     2.66250 
          51     4.65000       COMB9         Max      3.0913     -3.3664          51     4.65000 
          51     0.67500       COMB9         Min     -2.7663      0.9827          51     0.67500 
          51     2.66250       COMB9         Min      0.1625     -1.1919          51     2.66250 
          51     4.65000       COMB9         Min      3.0913     -3.3664          51     4.65000 
          51     0.67500      COMB10         Max     -3.5200      3.3913          51     0.67500 
          51     2.66250      COMB10         Max      0.2007     -1.8620          51     2.66250 
          51     4.65000      COMB10         Max      3.9213     -3.9551          51     4.65000 
          51     0.67500      COMB10         Min     -3.5200      3.3913          51     0.67500 
          51     2.66250      COMB10         Min      0.2007     -1.8620          51     2.66250 
          51     4.65000      COMB10         Min      3.9213     -3.9551          51     4.65000 
          51     0.67500      COMB11         Max     -2.7341      1.9665          51     0.67500 
          51     2.66250      COMB11         Max      0.1649     -1.8515          51     2.66250 
          51     4.65000      COMB11         Max      3.0640     -5.6695          51     4.65000 
          51     0.67500      COMB11         Min     -2.7341      1.9665          51     0.67500 
          51     2.66250      COMB11         Min      0.1649     -1.8515          51     2.66250 
          51     4.65000      COMB11         Min      3.0640     -5.6695          51     4.65000 
          51     0.67500      COMB12         Max     -3.4878      4.3751          51     0.67500 
          51     2.66250      COMB12         Max      0.2031     -2.5216          51     2.66250 
          51     4.65000      COMB12         Max      3.8940     -6.2582          51     4.65000 
          51     0.67500      COMB12         Min     -3.4878      4.3751          51     0.67500 
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          51     2.66250      COMB12         Min      0.2031     -2.5216          51     2.66250 
          51     4.65000      COMB12         Min      3.8940     -6.2582          51     4.65000 
          51     0.67500      COMB13         Max      6.7189      2.9156          51     0.67500 
          51     2.66250      COMB13         Max      0.3506     -1.9549          51     2.66250 
          51     4.65000      COMB13         Max      7.2161     -6.8254          51     4.65000 
          51     0.67500      COMB13         Min     -6.5148      2.9156          51     0.67500 
          51     2.66250      COMB13         Min     -0.2977     -1.9549          51     2.66250 
          51     4.65000      COMB13         Min     -7.3142     -6.8254          51     4.65000 
          51     0.67500      COMB14         Max      1.3060      5.9849          51     0.67500 
          51     2.66250      COMB14         Max      0.0893     -1.8834          51     2.66250 
          51     4.65000      COMB14         Max      1.2805     -3.8990          51     4.65000 
          51     0.67500      COMB14         Min     -1.1020     -0.1537          51     0.67500 
          51     2.66250      COMB14         Min     -0.0363     -2.0264          51     2.66250 
          51     4.65000      COMB14         Min     -1.3786     -9.7518          51     4.65000 
          51     0.67500         INV         Max      6.7189      5.9849          51     0.67500 
          51     2.66250         INV         Max      0.3506     -1.0739          51     2.66250 
          51     4.65000         INV         Max      7.2161     -3.3664          51     4.65000 
          51     0.67500         INV         Min     -6.5148     -0.1537          51     0.67500 
          51     2.66250         INV         Min     -0.2977     -2.5216          51     2.66250 
          51     4.65000         INV         Min     -7.3142     -9.7518          51     4.65000 
          52     0.67500          PP                  0.0429      2.5938          52     0.67500 
          52     2.61250          PP                  0.0314     -1.6588          52     2.61250 
          52     4.55000          PP                  0.0199     -5.9114          52     4.55000 
          52     0.67500        PERM                  0.0696      7.7028          52     0.67500 
          52     2.61250        PERM                  0.0132     -4.9264          52     2.61250 
          52     4.55000        PERM                 -0.0432    -17.5556          52     4.55000 
          52     0.67500        NEVE                  0.0476      5.2704          52     0.67500 
          52     2.61250        NEVE                  0.0090     -3.3707          52     2.61250 
          52     4.55000        NEVE                 -0.0295    -12.0117          52     4.55000 
          52     0.67500      VENTOX                  0.6514     -1.2974          52     0.67500 
          52     2.61250      VENTOX                 -0.0253      0.8297          52     2.61250 
          52     4.55000      VENTOX                 -0.7020      2.9568          52     4.55000 
          52     0.67500      VENTOY                 -0.6285      7.0732          52     0.67500 
          52     2.61250      VENTOY                  0.0217      0.1951          52     2.61250 
          52     4.55000      VENTOY                  0.6719     -3.6799          52     4.55000 
          52     0.67500      SISMAX         Max     11.2255   1.121E-04          52     0.67500 
          52     2.61250      SISMAX         Max      0.3906   1.008E-05          52     2.61250 
          52     4.55000      SISMAX         Max     12.0067   9.201E-05          52     4.55000 
          52     0.67500      SISMAY         Max      2.0450     14.5689          52     0.67500 
          52     2.61250      SISMAY         Max      0.0787      0.0962          52     2.61250 
          52     4.55000      SISMAY         Max      2.2023     14.3768          52     4.55000 
          52     0.67500        TERM                  3.4506      3.4283          52     0.67500 
          52     2.61250        TERM                 -0.1201      0.2309          52     2.61250 
          52     4.55000        TERM                 -3.6907     -2.9665          52     4.55000 
          52     0.67500       COMB1         Max      3.5631     13.7249          52     0.67500 
          52     2.61250       COMB1         Max     -0.0755     -6.3543          52     2.61250 
          52     4.55000       COMB1         Max     -3.7141    -26.4335          52     4.55000 
          52     0.67500       COMB1         Min      3.5631     13.7249          52     0.67500 
          52     2.61250       COMB1         Min     -0.0755     -6.3543          52     2.61250 
          52     4.55000       COMB1         Min     -3.7141    -26.4335          52     4.55000 
          52     0.67500       COMB2         Max      3.6107     18.9953          52     0.67500 
          52     2.61250       COMB2         Max     -0.0665     -9.7250          52     2.61250 
          52     4.55000       COMB2         Max     -3.7436    -38.4452          52     4.55000 
          52     0.67500       COMB2         Min      3.6107     18.9953          52     0.67500 
          52     2.61250       COMB2         Min     -0.0665     -9.7250          52     2.61250 
          52     4.55000       COMB2         Min     -3.7436    -38.4452          52     4.55000 
          52     0.67500       COMB3         Max      4.2145     12.4275          52     0.67500 
          52     2.61250       COMB3         Max     -0.1008     -5.5246          52     2.61250 
          52     4.55000       COMB3         Max     -4.4161    -23.4767          52     4.55000 
          52     0.67500       COMB3         Min      4.2145     12.4275          52     0.67500 
          52     2.61250       COMB3         Min     -0.1008     -5.5246          52     2.61250 
          52     4.55000       COMB3         Min     -4.4161    -23.4767          52     4.55000 
          52     0.67500       COMB4         Max      2.9346     20.7982          52     0.67500 
          52     2.61250       COMB4         Max     -0.0538     -6.1592          52     2.61250 
          52     4.55000       COMB4         Max     -3.0421    -30.1134          52     4.55000 
          52     0.67500       COMB4         Min      2.9346     20.7982          52     0.67500 
          52     2.61250       COMB4         Min     -0.0538     -6.1592          52     2.61250 
          52     4.55000       COMB4         Min     -3.0421    -30.1134          52     4.55000 
          52     0.67500       COMB5         Max      4.2621     17.6979          52     0.67500 
          52     2.61250       COMB5         Max     -0.0918     -8.8953          52     2.61250 
          52     4.55000       COMB5         Max     -4.4456    -35.4884          52     4.55000 
          52     0.67500       COMB5         Min      4.2621     17.6979          52     0.67500 
          52     2.61250       COMB5         Min     -0.0918     -8.8953          52     2.61250 
          52     4.55000       COMB5         Min     -4.4456    -35.4884          52     4.55000 
          52     0.67500       COMB6         Max      2.9822     26.0685          52     0.67500 
          52     2.61250       COMB6         Max     -0.0447     -9.5299          52     2.61250 
          52     4.55000       COMB6         Max     -3.0717    -42.1252          52     4.55000 
          52     0.67500       COMB6         Min      2.9822     26.0685          52     0.67500 
          52     2.61250       COMB6         Min     -0.0447     -9.5299          52     2.61250 
          52     4.55000       COMB6         Min     -3.0717    -42.1252          52     4.55000 
          52     0.67500       COMB7         Max     -3.3381      6.8684          52     0.67500 
          52     2.61250       COMB7         Max      0.1646     -6.8160          52     2.61250 
          52     4.55000       COMB7         Max      3.6674    -20.5005          52     4.55000 
          52     0.67500       COMB7         Min     -3.3381      6.8684          52     0.67500 
          52     2.61250       COMB7         Min      0.1646     -6.8160          52     2.61250 
          52     4.55000       COMB7         Min      3.6674    -20.5005          52     4.55000 
          52     0.67500       COMB8         Max     -3.2905     12.1388          52     0.67500 
          52     2.61250       COMB8         Max      0.1737    -10.1867          52     2.61250 
          52     4.55000       COMB8         Max      3.6379    -32.5122          52     4.55000 
          52     0.67500       COMB8         Min     -3.2905     12.1388          52     0.67500 
          52     2.61250       COMB8         Min      0.1737    -10.1867          52     2.61250 
          52     4.55000       COMB8         Min      3.6379    -32.5122          52     4.55000 
          52     0.67500       COMB9         Max     -2.6868      5.5710          52     0.67500 
          52     2.61250       COMB9         Max      0.1393     -5.9863          52     2.61250 
          52     4.55000       COMB9         Max      2.9654    -17.5436          52     4.55000 
          52     0.67500       COMB9         Min     -2.6868      5.5710          52     0.67500 
          52     2.61250       COMB9         Min      0.1393     -5.9863          52     2.61250 
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          52     4.55000       COMB9         Min      2.9654    -17.5436          52     4.55000 
          52     0.67500      COMB10         Max     -3.9666     13.9416          52     0.67500 
          52     2.61250      COMB10         Max      0.1864     -6.6209          52     2.61250 
          52     4.55000      COMB10         Max      4.3394    -24.1804          52     4.55000 
          52     0.67500      COMB10         Min     -3.9666     13.9416          52     0.67500 
          52     2.61250      COMB10         Min      0.1864     -6.6209          52     2.61250 
          52     4.55000      COMB10         Min      4.3394    -24.1804          52     4.55000 
          52     0.67500      COMB11         Max     -2.6392     10.8414          52     0.67500 
          52     2.61250      COMB11         Max      0.1484     -9.3570          52     2.61250 
          52     4.55000      COMB11         Max      2.9359    -29.5554          52     4.55000 
          52     0.67500      COMB11         Min     -2.6392     10.8414          52     0.67500 
          52     2.61250      COMB11         Min      0.1484     -9.3570          52     2.61250 
          52     4.55000      COMB11         Min      2.9359    -29.5554          52     4.55000 
          52     0.67500      COMB12         Max     -3.9190     19.2120          52     0.67500 
          52     2.61250      COMB12         Max      0.1954     -9.9916          52     2.61250 
          52     4.55000      COMB12         Max      4.3098    -36.1921          52     4.55000 
          52     0.67500      COMB12         Min     -3.9190     19.2120          52     0.67500 
          52     2.61250      COMB12         Min      0.1954     -9.9916          52     2.61250 
          52     4.55000      COMB12         Min      4.3098    -36.1921          52     4.55000 
          52     0.67500      COMB13         Max     11.3856     15.5671          52     0.67500 
          52     2.61250      COMB13         Max      0.4442     -9.9558          52     2.61250 
          52     4.55000      COMB13         Max     11.9538    -35.4786          52     4.55000 
          52     0.67500      COMB13         Min    -11.0654     15.5669          52     0.67500 
          52     2.61250      COMB13         Min     -0.3370     -9.9559          52     2.61250 
          52     4.55000      COMB13         Min    -12.0596    -35.4788          52     4.55000 
          52     0.67500      COMB14         Max      2.2050     30.1359          52     0.67500 
          52     2.61250      COMB14         Max      0.1323     -9.8597          52     2.61250 
          52     4.55000      COMB14         Max      2.1494    -21.1019          52     4.55000 
          52     0.67500      COMB14         Min     -1.8849      0.9981          52     0.67500 
          52     2.61250      COMB14         Min     -0.0251    -10.0520          52     2.61250 
          52     4.55000      COMB14         Min     -2.2552    -49.8555          52     4.55000 
          52     0.67500         INV         Max     11.3856     30.1359          52     0.67500 
          52     2.61250         INV         Max      0.4442     -5.5246          52     2.61250 
          52     4.55000         INV         Max     11.9538    -17.5436          52     4.55000 
          52     0.67500         INV         Min    -11.0654      0.9981          52     0.67500 
          52     2.61250         INV         Min     -0.3370    -10.1867          52     2.61250 
          52     4.55000         INV         Min    -12.0596    -49.8555          52     4.55000 
          53     0.67500          PP                  0.0272      0.4931          53     0.67500 
          53     2.66250          PP                  0.0176     -0.3306          53     2.66250 
          53     4.65000          PP                  0.0081     -1.1544          53     4.65000 
          53     0.67500        PERM                  0.0382      1.4659          53     0.67500 
          53     2.66250        PERM                  0.0095     -0.9829          53     2.66250 
          53     4.65000        PERM                 -0.0192     -3.4317          53     4.65000 
          53     0.67500        NEVE                  0.0261      1.0030          53     0.67500 
          53     2.66250        NEVE                  0.0065     -0.6725          53     2.66250 
          53     4.65000        NEVE                 -0.0132     -2.3480          53     4.65000 
          53     0.67500      VENTOX                  0.3846     -0.2469          53     0.67500 
          53     2.66250      VENTOX                 -0.0207      0.1655          53     2.66250 
          53     4.65000      VENTOX                 -0.4260      0.5780          53     4.65000 
          53     0.67500      VENTOY                 -0.3705      2.1066          53     0.67500 
          53     2.66250      VENTOY                  0.0180     -0.5060          53     2.66250 
          53     4.65000      VENTOY                  0.4065      0.0416          53     4.65000 
          53     0.67500      SISMAX         Max      6.6158   6.486E-05          53     0.67500 
          53     2.66250      SISMAX         Max      0.3231   4.348E-06          53     2.66250 
          53     4.65000      SISMAX         Max      7.2620   5.618E-05          53     4.65000 
          53     0.67500      SISMAY         Max      1.2066      2.8788          53     0.67500 
          53     2.66250      SISMAY         Max      0.0644      0.0665          53     2.66250 
          53     4.65000      SISMAY         Max      1.3352      2.7457          53     4.65000 
          53     0.67500        TERM                  0.8498      0.7068          53     0.67500 
          53     2.66250        TERM                 -0.0414      0.0591          53     2.66250 
          53     4.65000        TERM                 -0.9326     -0.5886          53     4.65000 
          53     0.67500       COMB1         Max      0.9152      2.6658          53     0.67500 
          53     2.66250       COMB1         Max     -0.0143     -1.2544          53     2.66250 
          53     4.65000       COMB1         Max     -0.9438     -5.1747          53     4.65000 
          53     0.67500       COMB1         Min      0.9152      2.6658          53     0.67500 
          53     2.66250       COMB1         Min     -0.0143     -1.2544          53     2.66250 
          53     4.65000       COMB1         Min     -0.9438     -5.1747          53     4.65000 
          53     0.67500       COMB2         Max      0.9414      3.6689          53     0.67500 
          53     2.66250       COMB2         Max     -0.0078     -1.9269          53     2.66250 
          53     4.65000       COMB2         Max     -0.9570     -7.5227          53     4.65000 
          53     0.67500       COMB2         Min      0.9414      3.6689          53     0.67500 
          53     2.66250       COMB2         Min     -0.0078     -1.9269          53     2.66250 
          53     4.65000       COMB2         Min     -0.9570     -7.5227          53     4.65000 
          53     0.67500       COMB3         Max      1.2998      2.4189          53     0.67500 
          53     2.66250       COMB3         Max     -0.0350     -1.0889          53     2.66250 
          53     4.65000       COMB3         Max     -1.3698     -4.5967          53     4.65000 
          53     0.67500       COMB3         Min      1.2998      2.4189          53     0.67500 
          53     2.66250       COMB3         Min     -0.0350     -1.0889          53     2.66250 
          53     4.65000       COMB3         Min     -1.3698     -4.5967          53     4.65000 
          53     0.67500       COMB4         Max      0.5447      4.7725          53     0.67500 
          53     2.66250       COMB4         Max      0.0037     -1.7604          53     2.66250 
          53     4.65000       COMB4         Max     -0.5373     -5.1331          53     4.65000 
          53     0.67500       COMB4         Min      0.5447      4.7725          53     0.67500 
          53     2.66250       COMB4         Min      0.0037     -1.7604          53     2.66250 
          53     4.65000       COMB4         Min     -0.5373     -5.1331          53     4.65000 
          53     0.67500       COMB5         Max      1.3259      3.4219          53     0.67500 
          53     2.66250       COMB5         Max     -0.0285     -1.7614          53     2.66250 
          53     4.65000       COMB5         Max     -1.3829     -6.9447          53     4.65000 
          53     0.67500       COMB5         Min      1.3259      3.4219          53     0.67500 
          53     2.66250       COMB5         Min     -0.0285     -1.7614          53     2.66250 
          53     4.65000       COMB5         Min     -1.3829     -6.9447          53     4.65000 
          53     0.67500       COMB6         Max      0.5708      5.7755          53     0.67500 
          53     2.66250       COMB6         Max      0.0102     -2.4329          53     2.66250 
          53     4.65000       COMB6         Max     -0.5505     -7.4812          53     4.65000 
          53     0.67500       COMB6         Min      0.5708      5.7755          53     0.67500 
          53     2.66250       COMB6         Min      0.0102     -2.4329          53     2.66250 
          53     4.65000       COMB6         Min     -0.5505     -7.4812          53     4.65000 
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          53     0.67500       COMB7         Max     -0.7844      1.2523          53     0.67500 
          53     2.66250       COMB7         Max      0.0686     -1.3726          53     2.66250 
          53     4.65000       COMB7         Max      0.9215     -3.9975          53     4.65000 
          53     0.67500       COMB7         Min     -0.7844      1.2523          53     0.67500 
          53     2.66250       COMB7         Min      0.0686     -1.3726          53     2.66250 
          53     4.65000       COMB7         Min      0.9215     -3.9975          53     4.65000 
          53     0.67500       COMB8         Max     -0.7582      2.2553          53     0.67500 
          53     2.66250       COMB8         Max      0.0750     -2.0451          53     2.66250 
          53     4.65000       COMB8         Max      0.9083     -6.3455          53     4.65000 
          53     0.67500       COMB8         Min     -0.7582      2.2553          53     0.67500 
          53     2.66250       COMB8         Min      0.0750     -2.0451          53     2.66250 
          53     4.65000       COMB8         Min      0.9083     -6.3455          53     4.65000 
          53     0.67500       COMB9         Max     -0.3998      1.0053          53     0.67500 
          53     2.66250       COMB9         Max      0.0478     -1.2071          53     2.66250 
          53     4.65000       COMB9         Max      0.4955     -3.4195          53     4.65000 
          53     0.67500       COMB9         Min     -0.3998      1.0053          53     0.67500 
          53     2.66250       COMB9         Min      0.0478     -1.2071          53     2.66250 
          53     4.65000       COMB9         Min      0.4955     -3.4195          53     4.65000 
          53     0.67500      COMB10         Max     -1.1549      3.3589          53     0.67500 
          53     2.66250      COMB10         Max      0.0865     -1.8786          53     2.66250 
          53     4.65000      COMB10         Max      1.3280     -3.9559          53     4.65000 
          53     0.67500      COMB10         Min     -1.1549      3.3589          53     0.67500 
          53     2.66250      COMB10         Min      0.0865     -1.8786          53     2.66250 
          53     4.65000      COMB10         Min      1.3280     -3.9559          53     4.65000 
          53     0.67500      COMB11         Max     -0.3736      2.0084          53     0.67500 
          53     2.66250      COMB11         Max      0.0543     -1.8796          53     2.66250 
          53     4.65000      COMB11         Max      0.4823     -5.7675          53     4.65000 
          53     0.67500      COMB11         Min     -0.3736      2.0084          53     0.67500 
          53     2.66250      COMB11         Min      0.0543     -1.8796          53     2.66250 
          53     4.65000      COMB11         Min      0.4823     -5.7675          53     4.65000 
          53     0.67500      COMB12         Max     -1.1288      4.3619          53     0.67500 
          53     2.66250      COMB12         Max      0.0930     -2.5511          53     2.66250 
          53     4.65000      COMB12         Max      1.3148     -6.3040          53     4.65000 
          53     0.67500      COMB12         Min     -1.1288      4.3619          53     0.67500 
          53     2.66250      COMB12         Min      0.0930     -2.5511          53     2.66250 
          53     4.65000      COMB12         Min      1.3148     -6.3040          53     4.65000 
          53     0.67500      COMB13         Max      6.7073      2.9621          53     0.67500 
          53     2.66250      COMB13         Max      0.3567     -1.9860          53     2.66250 
          53     4.65000      COMB13         Max      7.2377     -6.9341          53     4.65000 
          53     0.67500      COMB13         Min     -6.5242      2.9620          53     0.67500 
          53     2.66250      COMB13         Min     -0.2895     -1.9860          53     2.66250 
          53     4.65000      COMB13         Min     -7.2863     -6.9342          53     4.65000 
          53     0.67500      COMB14         Max      1.2981      5.8408          53     0.67500 
          53     2.66250      COMB14         Max      0.0980     -1.9195          53     2.66250 
          53     4.65000      COMB14         Max      1.3109     -4.1884          53     4.65000 
          53     0.67500      COMB14         Min     -1.1150      0.0833          53     0.67500 
          53     2.66250      COMB14         Min     -0.0307     -2.0526          53     2.66250 
          53     4.65000      COMB14         Min     -1.3595     -9.6798          53     4.65000 
          53     0.67500         INV         Max      6.7073      5.8408          53     0.67500 
          53     2.66250         INV         Max      0.3567     -1.0889          53     2.66250 
          53     4.65000         INV         Max      7.2377     -3.4195          53     4.65000 
          53     0.67500         INV         Min     -6.5242      0.0833          53     0.67500 
          53     2.66250         INV         Min     -0.2895     -2.5511          53     2.66250 
          53     4.65000         INV         Min     -7.2863     -9.6798          53     4.65000 
          54     0.67500          PP                  0.0446      2.5900          54     0.67500 
          54     2.61250          PP                  0.0304     -1.6565          54     2.61250 
          54     4.55000          PP                  0.0162     -5.9029          54     4.55000 
          54     0.67500        PERM                  0.0585      7.7078          54     0.67500 
          54     2.61250        PERM                  0.0203     -4.9298          54     2.61250 
          54     4.55000        PERM                 -0.0180    -17.5673          54     4.55000 
          54     0.67500        NEVE                  0.0401      5.2738          54     0.67500 
          54     2.61250        NEVE                  0.0139     -3.3730          54     2.61250 
          54     4.55000        NEVE                 -0.0123    -12.0197          54     4.55000 
          54     0.67500      VENTOX                  0.6540     -1.2984          54     0.67500 
          54     2.61250      VENTOX                 -0.0265      0.8303          54     2.61250 
          54     4.55000      VENTOX                 -0.7071      2.9590          54     4.55000 
          54     0.67500      VENTOY                 -0.6287      6.6239          54     0.67500 
          54     2.61250      VENTOY                  0.0214      0.1921          54     2.61250 
          54     4.55000      VENTOY                  0.6716     -3.2365          54     4.55000 
          54     0.67500      SISMAX         Max     11.2256   3.504E-04          54     0.67500 
          54     2.61250      SISMAX         Max      0.3902   2.797E-05          54     2.61250 
          54     4.55000      SISMAX         Max     12.0060   2.944E-04          54     4.55000 
          54     0.67500      SISMAY         Max      2.0492     13.4263          54     0.67500 
          54     2.61250      SISMAY         Max      0.0811      0.0855          54     2.61250 
          54     4.55000      SISMAY         Max      2.2111     13.2556          54     4.55000 
          54     0.67500        TERM                 -0.5660      3.4287          54     0.67500 
          54     2.61250        TERM                  0.0196      0.2304          54     2.61250 
          54     4.55000        TERM                  0.6053     -2.9679          54     4.55000 
          54     0.67500       COMB1         Max     -0.4629     13.7265          54     0.67500 
          54     2.61250       COMB1         Max      0.0703     -6.3558          54     2.61250 
          54     4.55000       COMB1         Max      0.6034    -26.4381          54     4.55000 
          54     0.67500       COMB1         Min     -0.4629     13.7265          54     0.67500 
          54     2.61250       COMB1         Min      0.0703     -6.3558          54     2.61250 
          54     4.55000       COMB1         Min      0.6034    -26.4381          54     4.55000 
          54     0.67500       COMB2         Max     -0.4228     19.0003          54     0.67500 
          54     2.61250       COMB2         Max      0.0841     -9.7288          54     2.61250 
          54     4.55000       COMB2         Max      0.5911    -38.4578          54     4.55000 
          54     0.67500       COMB2         Min     -0.4228     19.0003          54     0.67500 
          54     2.61250       COMB2         Min      0.0841     -9.7288          54     2.61250 
          54     4.55000       COMB2         Min      0.5911    -38.4578          54     4.55000 
          54     0.67500       COMB3         Max      0.1912     12.4280          54     0.67500 
          54     2.61250       COMB3         Max      0.0437     -5.5255          54     2.61250 
          54     4.55000       COMB3         Max     -0.1037    -23.4791          54     4.55000 
          54     0.67500       COMB3         Min      0.1912     12.4280          54     0.67500 
          54     2.61250       COMB3         Min      0.0437     -5.5255          54     2.61250 
          54     4.55000       COMB3         Min     -0.1037    -23.4791          54     4.55000 
          54     0.67500       COMB4         Max     -1.0916     20.3503          54     0.67500 
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          54     2.61250       COMB4         Max      0.0917     -6.1637          54     2.61250 
          54     4.55000       COMB4         Max      1.2750    -29.6746          54     4.55000 
          54     0.67500       COMB4         Min     -1.0916     20.3503          54     0.67500 
          54     2.61250       COMB4         Min      0.0917     -6.1637          54     2.61250 
          54     4.55000       COMB4         Min      1.2750    -29.6746          54     4.55000 
          54     0.67500       COMB5         Max      0.2312     17.7018          54     0.67500 
          54     2.61250       COMB5         Max      0.0576     -8.8985          54     2.61250 
          54     4.55000       COMB5         Max     -0.1161    -35.4988          54     4.55000 
          54     0.67500       COMB5         Min      0.2312     17.7018          54     0.67500 
          54     2.61250       COMB5         Min      0.0576     -8.8985          54     2.61250 
          54     4.55000       COMB5         Min     -0.1161    -35.4988          54     4.55000 
          54     0.67500       COMB6         Max     -1.0516     25.6241          54     0.67500 
          54     2.61250       COMB6         Max      0.1055     -9.5367          54     2.61250 
          54     4.55000       COMB6         Max      1.2626    -41.6944          54     4.55000 
          54     0.67500       COMB6         Min     -1.0516     25.6241          54     0.67500 
          54     2.61250       COMB6         Min      0.1055     -9.5367          54     2.61250 
          54     4.55000       COMB6         Min      1.2626    -41.6944          54     4.55000 
          54     0.67500       COMB7         Max      0.6692      6.8691          54     0.67500 
          54     2.61250       COMB7         Max      0.0310     -6.8166          54     2.61250 
          54     4.55000       COMB7         Max     -0.6071    -20.5023          54     4.55000 
          54     0.67500       COMB7         Min      0.6692      6.8691          54     0.67500 
          54     2.61250       COMB7         Min      0.0310     -6.8166          54     2.61250 
          54     4.55000       COMB7         Min     -0.6071    -20.5023          54     4.55000 
          54     0.67500       COMB8         Max      0.7092     12.1428          54     0.67500 
          54     2.61250       COMB8         Max      0.0449    -10.1896          54     2.61250 
          54     4.55000       COMB8         Max     -0.6195    -32.5221          54     4.55000 
          54     0.67500       COMB8         Min      0.7092     12.1428          54     0.67500 
          54     2.61250       COMB8         Min      0.0449    -10.1896          54     2.61250 
          54     4.55000       COMB8         Min     -0.6195    -32.5221          54     4.55000 
          54     0.67500       COMB9         Max      1.3232      5.5706          54     0.67500 
          54     2.61250       COMB9         Max      0.0045     -5.9863          54     2.61250 
          54     4.55000       COMB9         Max     -1.3143    -17.5433          54     4.55000 
          54     0.67500       COMB9         Min      1.3232      5.5706          54     0.67500 
          54     2.61250       COMB9         Min      0.0045     -5.9863          54     2.61250 
          54     4.55000       COMB9         Min     -1.3143    -17.5433          54     4.55000 
          54     0.67500      COMB10         Max      0.0405     13.4929          54     0.67500 
          54     2.61250      COMB10         Max      0.0524     -6.6245          54     2.61250 
          54     4.55000      COMB10         Max      0.0644    -23.7389          54     4.55000 
          54     0.67500      COMB10         Min      0.0405     13.4929          54     0.67500 
          54     2.61250      COMB10         Min      0.0524     -6.6245          54     2.61250 
          54     4.55000      COMB10         Min      0.0644    -23.7389          54     4.55000 
          54     0.67500      COMB11         Max      1.3633     10.8444          54     0.67500 
          54     2.61250      COMB11         Max      0.0183     -9.3593          54     2.61250 
          54     4.55000      COMB11         Max     -1.3266    -29.5631          54     4.55000 
          54     0.67500      COMB11         Min      1.3633     10.8444          54     0.67500 
          54     2.61250      COMB11         Min      0.0183     -9.3593          54     2.61250 
          54     4.55000      COMB11         Min     -1.3266    -29.5631          54     4.55000 
          54     0.67500      COMB12         Max      0.0805     18.7667          54     0.67500 
          54     2.61250      COMB12         Max      0.0663     -9.9975          54     2.61250 
          54     4.55000      COMB12         Max      0.0521    -35.7586          54     4.55000 
          54     0.67500      COMB12         Min      0.0805     18.7667          54     0.67500 
          54     2.61250      COMB12         Min      0.0663     -9.9975          54     2.61250 
          54     4.55000      COMB12         Min      0.0521    -35.7586          54     4.55000 
          54     0.67500      COMB13         Max     11.3688     15.5719          54     0.67500 
          54     2.61250      COMB13         Max      0.4547     -9.9592          54     2.61250 
          54     4.55000      COMB13         Max     11.9918    -35.4897          54     4.55000 
          54     0.67500      COMB13         Min    -11.0824     15.5712          54     0.67500 
          54     2.61250      COMB13         Min     -0.3257     -9.9592          54     2.61250 
          54     4.55000      COMB13         Min    -12.0202    -35.4903          54     4.55000 
          54     0.67500      COMB14         Max      2.1924     28.9978          54     0.67500 
          54     2.61250      COMB14         Max      0.1456     -9.8737          54     2.61250 
          54     4.55000      COMB14         Max      2.1969    -22.2344          54     4.55000 
          54     0.67500      COMB14         Min     -1.9060      2.1453          54     0.67500 
          54     2.61250      COMB14         Min     -0.0166    -10.0447          54     2.61250 
          54     4.55000      COMB14         Min     -2.2254    -48.7455          54     4.55000 
          54     0.67500         INV         Max     11.3688     28.9978          54     0.67500 
          54     2.61250         INV         Max      0.4547     -5.5255          54     2.61250 
          54     4.55000         INV         Max     11.9918    -17.5433          54     4.55000 
          54     0.67500         INV         Min    -11.0824      2.1453          54     0.67500 
          54     2.61250         INV         Min     -0.3257    -10.1896          54     2.61250 
          54     4.55000         INV         Min    -12.0202    -48.7455          54     4.55000 
          55     0.67500          PP                  0.0273      0.4895          55     0.67500 
          55     2.66250          PP                  0.0176     -0.3282          55     2.66250 
          55     4.65000          PP                  0.0080     -1.1460          55     4.65000 
          55     0.67500        PERM                  0.0308      1.4440          55     0.67500 
          55     2.66250        PERM                  0.0145     -0.9683          55     2.66250 
          55     4.65000        PERM                 -0.0017     -3.3807          55     4.65000 
          55     0.67500        NEVE                  0.0211      0.9880          55     0.67500 
          55     2.66250        NEVE                  0.0099     -0.6625          55     2.66250 
          55     4.65000        NEVE                 -0.0012     -2.3131          55     4.65000 
          55     0.67500      VENTOX                  0.3863     -0.2432          55     0.67500 
          55     2.66250      VENTOX                 -0.0216      0.1631          55     2.66250 
          55     4.65000      VENTOX                 -0.4295      0.5694          55     4.65000 
          55     0.67500      VENTOY                 -0.3707      1.9819          55     0.67500 
          55     2.66250      VENTOY                  0.0178     -0.5116          55     2.66250 
          55     4.65000      VENTOY                  0.4063      0.1549          55     4.65000 
          55     0.67500      SISMAX         Max      6.6168   6.437E-05          55     0.67500 
          55     2.66250      SISMAX         Max      0.3235   1.978E-05          55     2.66250 
          55     4.65000      SISMAX         Max      7.2639   1.035E-04          55     4.65000 
          55     0.67500      SISMAY         Max      1.2092      2.6046          55     0.67500 
          55     2.66250      SISMAY         Max      0.0659      0.0593          55     2.66250 
          55     4.65000      SISMAY         Max      1.3409      2.4860          55     4.65000 
          55     0.67500        TERM                 -1.5178      0.7077          55     0.67500 
          55     2.66250        TERM                  0.0745      0.0584          55     2.66250 
          55     4.65000        TERM                  1.6667     -0.5909          55     4.65000 
          55     0.67500       COMB1         Max     -1.4597      2.6412          55     0.67500 
          55     2.66250       COMB1         Max      0.1066     -1.2382          55     2.66250 
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          55     4.65000       COMB1         Max      1.6729     -5.1175          55     4.65000 
          55     0.67500       COMB1         Min     -1.4597      2.6412          55     0.67500 
          55     2.66250       COMB1         Min      0.1066     -1.2382          55     2.66250 
          55     4.65000       COMB1         Min      1.6729     -5.1175          55     4.65000 
          55     0.67500       COMB2         Max     -1.4386      3.6293          55     0.67500 
          55     2.66250       COMB2         Max      0.1166     -1.9007          55     2.66250 
          55     4.65000       COMB2         Max      1.6717     -7.4306          55     4.65000 
          55     0.67500       COMB2         Min     -1.4386      3.6293          55     0.67500 
          55     2.66250       COMB2         Min      0.1166     -1.9007          55     2.66250 
          55     4.65000       COMB2         Min      1.6717     -7.4306          55     4.65000 
          55     0.67500       COMB3         Max     -1.0734      2.3980          55     0.67500 
          55     2.66250       COMB3         Max      0.0850     -1.0751          55     2.66250 
          55     4.65000       COMB3         Max      1.2435     -4.5481          55     4.65000 
          55     0.67500       COMB3         Min     -1.0734      2.3980          55     0.67500 
          55     2.66250       COMB3         Min      0.0850     -1.0751          55     2.66250 
          55     4.65000       COMB3         Min      1.2435     -4.5481          55     4.65000 
          55     0.67500       COMB4         Max     -1.8304      4.6232          55     0.67500 
          55     2.66250       COMB4         Max      0.1244     -1.7498          55     2.66250 
          55     4.65000       COMB4         Max      2.0793     -4.9626          55     4.65000 
          55     0.67500       COMB4         Min     -1.8304      4.6232          55     0.67500 
          55     2.66250       COMB4         Min      0.1244     -1.7498          55     2.66250 
          55     4.65000       COMB4         Min      2.0793     -4.9626          55     4.65000 
          55     0.67500       COMB5         Max     -1.0523      3.3860          55     0.67500 
          55     2.66250       COMB5         Max      0.0950     -1.7376          55     2.66250 
          55     4.65000       COMB5         Max      1.2423     -6.8612          55     4.65000 
          55     0.67500       COMB5         Min     -1.0523      3.3860          55     0.67500 
          55     2.66250       COMB5         Min      0.0950     -1.7376          55     2.66250 
          55     4.65000       COMB5         Min      1.2423     -6.8612          55     4.65000 
          55     0.67500       COMB6         Max     -1.8094      5.6112          55     0.67500 
          55     2.66250       COMB6         Max      0.1343     -2.4123          55     2.66250 
          55     4.65000       COMB6         Max      2.0781     -7.2757          55     4.65000 
          55     0.67500       COMB6         Min     -1.8094      5.6112          55     0.67500 
          55     2.66250       COMB6         Min      0.1343     -2.4123          55     2.66250 
          55     4.65000       COMB6         Min      2.0781     -7.2757          55     4.65000 
          55     0.67500       COMB7         Max      1.5759      1.2258          55     0.67500 
          55     2.66250       COMB7         Max     -0.0423     -1.3550          55     2.66250 
          55     4.65000       COMB7         Max     -1.6605     -3.9357          55     4.65000 
          55     0.67500       COMB7         Min      1.5759      1.2258          55     0.67500 
          55     2.66250       COMB7         Min     -0.0423     -1.3550          55     2.66250 
          55     4.65000       COMB7         Min     -1.6605     -3.9357          55     4.65000 
          55     0.67500       COMB8         Max      1.5970      2.2138          55     0.67500 
          55     2.66250       COMB8         Max     -0.0323     -2.0175          55     2.66250 
          55     4.65000       COMB8         Max     -1.6617     -6.2488          55     4.65000 
          55     0.67500       COMB8         Min      1.5970      2.2138          55     0.67500 
          55     2.66250       COMB8         Min     -0.0323     -2.0175          55     2.66250 
          55     4.65000       COMB8         Min     -1.6617     -6.2488          55     4.65000 
          55     0.67500       COMB9         Max      1.9622      0.9826          55     0.67500 
          55     2.66250       COMB9         Max     -0.0639     -1.1919          55     2.66250 
          55     4.65000       COMB9         Max     -2.0900     -3.3663          55     4.65000 
          55     0.67500       COMB9         Min      1.9622      0.9826          55     0.67500 
          55     2.66250       COMB9         Min     -0.0639     -1.1919          55     2.66250 
          55     4.65000       COMB9         Min     -2.0900     -3.3663          55     4.65000 
          55     0.67500      COMB10         Max      1.2052      3.2077          55     0.67500 
          55     2.66250      COMB10         Max     -0.0245     -1.8666          55     2.66250 
          55     4.65000      COMB10         Max     -1.2542     -3.7808          55     4.65000 
          55     0.67500      COMB10         Min      1.2052      3.2077          55     0.67500 
          55     2.66250      COMB10         Min     -0.0245     -1.8666          55     2.66250 
          55     4.65000      COMB10         Min     -1.2542     -3.7808          55     4.65000 
          55     0.67500      COMB11         Max      1.9833      1.9706          55     0.67500 
          55     2.66250      COMB11         Max     -0.0539     -1.8544          55     2.66250 
          55     4.65000      COMB11         Max     -2.0911     -5.6794          55     4.65000 
          55     0.67500      COMB11         Min      1.9833      1.9706          55     0.67500 
          55     2.66250      COMB11         Min     -0.0539     -1.8544          55     2.66250 
          55     4.65000      COMB11         Min     -2.0911     -5.6794          55     4.65000 
          55     0.67500      COMB12         Max      1.2262      4.1958          55     0.67500 
          55     2.66250      COMB12         Max     -0.0146     -2.5291          55     2.66250 
          55     4.65000      COMB12         Max     -1.2553     -6.0939          55     4.65000 
          55     0.67500      COMB12         Min      1.2262      4.1958          55     0.67500 
          55     2.66250      COMB12         Min     -0.0146     -2.5291          55     2.66250 
          55     4.65000      COMB12         Min     -1.2553     -6.0939          55     4.65000 
          55     0.67500      COMB13         Max      6.6959      2.9216          55     0.67500 
          55     2.66250      COMB13         Max      0.3656     -1.9591          55     2.66250 
          55     4.65000      COMB13         Max      7.2689     -6.8396          55     4.65000 
          55     0.67500      COMB13         Min     -6.5376      2.9215          55     0.67500 
          55     2.66250      COMB13         Min     -0.2814     -1.9591          55     2.66250 
          55     4.65000      COMB13         Min     -7.2588     -6.8398          55     4.65000 
          55     0.67500      COMB14         Max      1.2884      5.5261          55     0.67500 
          55     2.66250      COMB14         Max      0.1080     -1.8998          55     2.66250 
          55     4.65000      COMB14         Max      1.3459     -4.3538          55     4.65000 
          55     0.67500      COMB14         Min     -1.1300      0.3170          55     0.67500 
          55     2.66250      COMB14         Min     -0.0238     -2.0184          55     2.66250 
          55     4.65000      COMB14         Min     -1.3359     -9.3257          55     4.65000 
          55     0.67500         INV         Max      6.6959      5.6112          55     0.67500 
          55     2.66250         INV         Max      0.3656     -1.0751          55     2.66250 
          55     4.65000         INV         Max      7.2689     -3.3663          55     4.65000 
          55     0.67500         INV         Min     -6.5376      0.3170          55     0.67500 
          55     2.66250         INV         Min     -0.2814     -2.5291          55     2.66250 
          55     4.65000         INV         Min     -7.2588     -9.3257          55     4.65000 
          56     0.67500          PP                  0.0492      2.5564          56     0.67500 
          56     2.61250          PP                  0.0276     -1.6350          56     2.61250 
          56     4.55000          PP                  0.0060     -5.8264          56     4.55000 
          56     0.67500        PERM                  0.0381      7.4756          56     0.67500 
          56     2.61250        PERM                  0.0333     -4.7803          56     2.61250 
          56     4.55000        PERM                  0.0286    -17.0361          56     4.55000 
          56     0.67500        NEVE                  0.0260      5.1149          56     0.67500 
          56     2.61250        NEVE                  0.0228     -3.2707          56     2.61250 
          56     4.55000        NEVE                  0.0196    -11.6563          56     4.55000 
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          56     0.67500      VENTOX                  0.6578     -1.2574          56     0.67500 
          56     2.61250      VENTOX                 -0.0283      0.8052          56     2.61250 
          56     4.55000      VENTOX                 -0.7145      2.8679          56     4.55000 
          56     0.67500      VENTOY                 -0.6281      5.8799          56     0.67500 
          56     2.61250      VENTOY                  0.0204      0.1596          56     2.61250 
          56     4.55000      VENTOY                  0.6690     -2.5575          56     4.55000 
          56     0.67500      SISMAX         Max     11.2323      0.0030          56     0.67500 
          56     2.61250      SISMAX         Max      0.3941   2.501E-04          56     2.61250 
          56     4.55000      SISMAX         Max     12.0205      0.0035          56     4.55000 
          56     0.67500      SISMAY         Max      2.0544     11.9401          56     0.67500 
          56     2.61250      SISMAY         Max      0.0842      0.0695          56     2.61250 
          56     4.55000      SISMAY         Max      2.2223     11.8018          56     4.55000 
          56     0.67500        TERM                 -4.5887      3.4393          56     0.67500 
          56     2.61250        TERM                  0.1630      0.2240          56     2.61250 
          56     4.55000        TERM                  4.9148     -2.9913          56     4.55000 
          56     0.67500       COMB1         Max     -4.5015     13.4713          56     0.67500 
          56     2.61250       COMB1         Max      0.2239     -6.1913          56     2.61250 
          56     4.55000       COMB1         Max      4.9493    -25.8539          56     4.55000 
          56     0.67500       COMB1         Min     -4.5015     13.4713          56     0.67500 
          56     2.61250       COMB1         Min      0.2239     -6.1913          56     2.61250 
          56     4.55000       COMB1         Min      4.9493    -25.8539          56     4.55000 
          56     0.67500       COMB2         Max     -4.4755     18.5862          56     0.67500 
          56     2.61250       COMB2         Max      0.2467     -9.4620          56     2.61250 
          56     4.55000       COMB2         Max      4.9689    -37.5102          56     4.55000 
          56     0.67500       COMB2         Min     -4.4755     18.5862          56     0.67500 
          56     2.61250       COMB2         Min      0.2467     -9.4620          56     2.61250 
          56     4.55000       COMB2         Min      4.9689    -37.5102          56     4.55000 
          56     0.67500       COMB3         Max     -3.8437     12.2139          56     0.67500 
          56     2.61250       COMB3         Max      0.1956     -5.3861          56     2.61250 
          56     4.55000       COMB3         Max      4.2348    -22.9860          56     4.55000 
          56     0.67500       COMB3         Min     -3.8437     12.2139          56     0.67500 
          56     2.61250       COMB3         Min      0.1956     -5.3861          56     2.61250 
          56     4.55000       COMB3         Min      4.2348    -22.9860          56     4.55000 
          56     0.67500       COMB4         Max     -5.1296     19.3512          56     0.67500 
          56     2.61250       COMB4         Max      0.2443     -6.0317          56     2.61250 
          56     4.55000       COMB4         Max      5.6183    -28.4114          56     4.55000 
          56     0.67500       COMB4         Min     -5.1296     19.3512          56     0.67500 
          56     2.61250       COMB4         Min      0.2443     -6.0317          56     2.61250 
          56     4.55000       COMB4         Min      5.6183    -28.4114          56     4.55000 
          56     0.67500       COMB5         Max     -3.8177     17.3287          56     0.67500 
          56     2.61250       COMB5         Max      0.2184     -8.6568          56     2.61250 
          56     4.55000       COMB5         Max      4.2544    -34.6422          56     4.55000 
          56     0.67500       COMB5         Min     -3.8177     17.3287          56     0.67500 
          56     2.61250       COMB5         Min      0.2184     -8.6568          56     2.61250 
          56     4.55000       COMB5         Min      4.2544    -34.6422          56     4.55000 
          56     0.67500       COMB6         Max     -5.1036     24.4661          56     0.67500 
          56     2.61250       COMB6         Max      0.2672     -9.3024          56     2.61250 
          56     4.55000       COMB6         Max      5.6379    -40.0677          56     4.55000 
          56     0.67500       COMB6         Min     -5.1036     24.4661          56     0.67500 
          56     2.61250       COMB6         Min      0.2672     -9.3024          56     2.61250 
          56     4.55000       COMB6         Min      5.6379    -40.0677          56     4.55000 
          56     0.67500       COMB7         Max      4.6760      6.5926          56     0.67500 
          56     2.61250       COMB7         Max     -0.1021     -6.6393          56     2.61250 
          56     4.55000       COMB7         Max     -4.8802    -19.8712          56     4.55000 
          56     0.67500       COMB7         Min      4.6760      6.5926          56     0.67500 
          56     2.61250       COMB7         Min     -0.1021     -6.6393          56     2.61250 
          56     4.55000       COMB7         Min     -4.8802    -19.8712          56     4.55000 
          56     0.67500       COMB8         Max      4.7020     11.7075          56     0.67500 
          56     2.61250       COMB8         Max     -0.0793     -9.9100          56     2.61250 
          56     4.55000       COMB8         Max     -4.8606    -31.5275          56     4.55000 
          56     0.67500       COMB8         Min      4.7020     11.7075          56     0.67500 
          56     2.61250       COMB8         Min     -0.0793     -9.9100          56     2.61250 
          56     4.55000       COMB8         Min     -4.8606    -31.5275          56     4.55000 
          56     0.67500       COMB9         Max      5.3338      5.3352          56     0.67500 
          56     2.61250       COMB9         Max     -0.1305     -5.8341          56     2.61250 
          56     4.55000       COMB9         Max     -5.5947    -17.0033          56     4.55000 
          56     0.67500       COMB9         Min      5.3338      5.3352          56     0.67500 
          56     2.61250       COMB9         Min     -0.1305     -5.8341          56     2.61250 
          56     4.55000       COMB9         Min     -5.5947    -17.0033          56     4.55000 
          56     0.67500      COMB10         Max      4.0478     12.4725          56     0.67500 
          56     2.61250      COMB10         Max     -0.0817     -6.4797          56     2.61250 
          56     4.55000      COMB10         Max     -4.2112    -22.4288          56     4.55000 
          56     0.67500      COMB10         Min      4.0478     12.4725          56     0.67500 
          56     2.61250      COMB10         Min     -0.0817     -6.4797          56     2.61250 
          56     4.55000      COMB10         Min     -4.2112    -22.4288          56     4.55000 
          56     0.67500      COMB11         Max      5.3598     10.4500          56     0.67500 
          56     2.61250      COMB11         Max     -0.1076     -9.1048          56     2.61250 
          56     4.55000      COMB11         Max     -5.5751    -28.6596          56     4.55000 
          56     0.67500      COMB11         Min      5.3598     10.4500          56     0.67500 
          56     2.61250      COMB11         Min     -0.1076     -9.1048          56     2.61250 
          56     4.55000      COMB11         Min     -5.5751    -28.6596          56     4.55000 
          56     0.67500      COMB12         Max      4.0739     17.5874          56     0.67500 
          56     2.61250      COMB12         Max     -0.0589     -9.7504          56     2.61250 
          56     4.55000      COMB12         Max     -4.1916    -34.0850          56     4.55000 
          56     0.67500      COMB12         Min      4.0739     17.5874          56     0.67500 
          56     2.61250      COMB12         Min     -0.0589     -9.7504          56     2.61250 
          56     4.55000      COMB12         Min     -4.1916    -34.0850          56     4.55000 
          56     0.67500      COMB13         Max     11.3456     15.1498          56     0.67500 
          56     2.61250      COMB13         Max      0.4778     -9.6858          56     2.61250 
          56     4.55000      COMB13         Max     12.0747    -34.5153          56     4.55000 
          56     0.67500      COMB13         Min    -11.1191     15.1438          56     0.67500 
          56     2.61250      COMB13         Min     -0.3104     -9.6863          56     2.61250 
          56     4.55000      COMB13         Min    -11.9663    -34.5224          56     4.55000 
          56     0.67500      COMB14         Max      2.1677     27.0870          56     0.67500 
          56     2.61250      COMB14         Max      0.1679     -9.6166          56     2.61250 
          56     4.55000      COMB14         Max      2.2765    -22.7170          56     4.55000 
          56     0.67500      COMB14         Min     -1.9412      3.2067          56     0.67500 
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          56     2.61250      COMB14         Min  -5.046E-04     -9.7555          56     2.61250 
          56     4.55000      COMB14         Min     -2.1681    -46.3207          56     4.55000 
          56     0.67500         INV         Max     11.3456     27.0870          56     0.67500 
          56     2.61250         INV         Max      0.4778     -5.3861          56     2.61250 
          56     4.55000         INV         Max     12.0747    -17.0033          56     4.55000 
          56     0.67500         INV         Min    -11.1191      3.2067          56     0.67500 
          56     2.61250         INV         Min     -0.3104     -9.9100          56     2.61250 
          56     4.55000         INV         Min    -11.9663    -46.3207          56     4.55000 
          57     0.67500          PP                  0.0194      0.4528          57     0.67500 
          57     2.66250          PP                  0.0230     -0.3035          57     2.66250 
          57     4.65000          PP                  0.0266     -1.0599          57     4.65000 
          57     0.67500        PERM                  0.0062      1.1844          57     0.67500 
          57     2.66250        PERM                  0.0311     -0.7939          57     2.66250 
          57     4.65000        PERM                  0.0561     -2.7722          57     4.65000 
          57     0.67500        NEVE                  0.0042      0.8104          57     0.67500 
          57     2.66250        NEVE                  0.0213     -0.5432          57     2.66250 
          57     4.65000        NEVE                  0.0384     -1.8968          57     4.65000 
          57     0.67500      VENTOX                  0.3902     -0.1985          57     0.67500 
          57     2.66250      VENTOX                 -0.0238      0.1338          57     2.66250 
          57     4.65000      VENTOX                 -0.4377      0.4660          57     4.65000 
          57     0.67500      VENTOY                 -0.3674      1.8440          57     0.67500 
          57     2.66250      VENTOY                  0.0151     -0.5474          57     2.66250 
          57     4.65000      VENTOY                  0.3976      0.2213          57     4.65000 
          57     0.67500      SISMAX         Max      6.6223      0.0022          57     0.67500 
          57     2.66250      SISMAX         Max      0.3271   4.433E-04          57     2.66250 
          57     4.65000      SISMAX         Max      7.2764      0.0031          57     4.65000 
          57     0.67500      SISMAY         Max      1.2115      2.2910          57     0.67500 
          57     2.66250      SISMAY         Max      0.0672      0.0459          57     2.66250 
          57     4.65000      SISMAY         Max      1.3457      2.1992          57     4.65000 
          57     0.67500        TERM                 -3.8897      0.7196          57     0.67500 
          57     2.66250        TERM                  0.1928      0.0509          57     2.66250 
          57     4.65000        TERM                  4.2754     -0.6178          57     4.65000 
          57     0.67500       COMB1         Max     -3.8641      2.3569          57     0.67500 
          57     2.66250       COMB1         Max      0.2470     -1.0465          57     2.66250 
          57     4.65000       COMB1         Max      4.3581     -4.4499          57     4.65000 
          57     0.67500       COMB1         Min     -3.8641      2.3569          57     0.67500 
          57     2.66250       COMB1         Min      0.2470     -1.0465          57     2.66250 
          57     4.65000       COMB1         Min      4.3581     -4.4499          57     4.65000 
          57     0.67500       COMB2         Max     -3.8599      3.1672          57     0.67500 
          57     2.66250       COMB2         Max      0.2683     -1.5897          57     2.66250 
          57     4.65000       COMB2         Max      4.3965     -6.3467          57     4.65000 
          57     0.67500       COMB2         Min     -3.8599      3.1672          57     0.67500 
          57     2.66250       COMB2         Min      0.2683     -1.5897          57     2.66250 
          57     4.65000       COMB2         Min      4.3965     -6.3467          57     4.65000 
          57     0.67500       COMB3         Max     -3.4739      2.1584          57     0.67500 
          57     2.66250       COMB3         Max      0.2233     -0.9127          57     2.66250 
          57     4.65000       COMB3         Max      3.9204     -3.9839          57     4.65000 
          57     0.67500       COMB3         Min     -3.4739      2.1584          57     0.67500 
          57     2.66250       COMB3         Min      0.2233     -0.9127          57     2.66250 
          57     4.65000       COMB3         Min      3.9204     -3.9839          57     4.65000 
          57     0.67500       COMB4         Max     -4.2315      4.2008          57     0.67500 
          57     2.66250       COMB4         Max      0.2621     -1.5939          57     2.66250 
          57     4.65000       COMB4         Max      4.7558     -4.2286          57     4.65000 
          57     0.67500       COMB4         Min     -4.2315      4.2008          57     0.67500 
          57     2.66250       COMB4         Min      0.2621     -1.5939          57     2.66250 
          57     4.65000       COMB4         Min      4.7558     -4.2286          57     4.65000 
          57     0.67500       COMB5         Max     -3.4697      2.9688          57     0.67500 
          57     2.66250       COMB5         Max      0.2446     -1.4559          57     2.66250 
          57     4.65000       COMB5         Max      3.9588     -5.8806          57     4.65000 
          57     0.67500       COMB5         Min     -3.4697      2.9688          57     0.67500 
          57     2.66250       COMB5         Min      0.2446     -1.4559          57     2.66250 
          57     4.65000       COMB5         Min      3.9588     -5.8806          57     4.65000 
          57     0.67500       COMB6         Max     -4.2273      5.0112          57     0.67500 
          57     2.66250       COMB6         Max      0.2834     -2.1372          57     2.66250 
          57     4.65000       COMB6         Max      4.7941     -6.1254          57     4.65000 
          57     0.67500       COMB6         Min     -4.2273      5.0112          57     0.67500 
          57     2.66250       COMB6         Min      0.2834     -2.1372          57     2.66250 
          57     4.65000       COMB6         Min      4.7941     -6.1254          57     4.65000 
          57     0.67500       COMB7         Max      3.9153      0.9176          57     0.67500 
          57     2.66250       COMB7         Max     -0.1387     -1.1484          57     2.66250 
          57     4.65000       COMB7         Max     -4.1927     -3.2143          57     4.65000 
          57     0.67500       COMB7         Min      3.9153      0.9176          57     0.67500 
          57     2.66250       COMB7         Min     -0.1387     -1.1484          57     2.66250 
          57     4.65000       COMB7         Min     -4.1927     -3.2143          57     4.65000 
          57     0.67500       COMB8         Max      3.9196      1.7279          57     0.67500 
          57     2.66250       COMB8         Max     -0.1174     -1.6916          57     2.66250 
          57     4.65000       COMB8         Max     -4.1543     -5.1111          57     4.65000 
          57     0.67500       COMB8         Min      3.9196      1.7279          57     0.67500 
          57     2.66250       COMB8         Min     -0.1174     -1.6916          57     2.66250 
          57     4.65000       COMB8         Min     -4.1543     -5.1111          57     4.65000 
          57     0.67500       COMB9         Max      4.3055      0.7191          57     0.67500 
          57     2.66250       COMB9         Max     -0.1624     -1.0146          57     2.66250 
          57     4.65000       COMB9         Max     -4.6304     -2.7483          57     4.65000 
          57     0.67500       COMB9         Min      4.3055      0.7191          57     0.67500 
          57     2.66250       COMB9         Min     -0.1624     -1.0146          57     2.66250 
          57     4.65000       COMB9         Min     -4.6304     -2.7483          57     4.65000 
          57     0.67500      COMB10         Max      3.5479      2.7615          57     0.67500 
          57     2.66250      COMB10         Max     -0.1236     -1.6958          57     2.66250 
          57     4.65000      COMB10         Max     -3.7950     -2.9930          57     4.65000 
          57     0.67500      COMB10         Min      3.5479      2.7615          57     0.67500 
          57     2.66250      COMB10         Min     -0.1236     -1.6958          57     2.66250 
          57     4.65000      COMB10         Min     -3.7950     -2.9930          57     4.65000 
          57     0.67500      COMB11         Max      4.3098      1.5295          57     0.67500 
          57     2.66250      COMB11         Max     -0.1411     -1.5578          57     2.66250 
          57     4.65000      COMB11         Max     -4.5920     -4.6451          57     4.65000 
          57     0.67500      COMB11         Min      4.3098      1.5295          57     0.67500 
          57     2.66250      COMB11         Min     -0.1411     -1.5578          57     2.66250 
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          57     4.65000      COMB11         Min     -4.5920     -4.6451          57     4.65000 
          57     0.67500      COMB12         Max      3.5521      3.5719          57     0.67500 
          57     2.66250      COMB12         Max     -0.1022     -2.2390          57     2.66250 
          57     4.65000      COMB12         Max     -3.7566     -4.8898          57     4.65000 
          57     0.67500      COMB12         Min      3.5521      3.5719          57     0.67500 
          57     2.66250      COMB12         Min     -0.1022     -2.2390          57     2.66250 
          57     4.65000      COMB12         Min     -3.7566     -4.8898          57     4.65000 
          57     0.67500      COMB13         Max      6.6522      2.4498          57     0.67500 
          57     2.66250      COMB13         Max      0.4025     -1.6402          57     2.66250 
          57     4.65000      COMB13         Max      7.3975     -5.7258          57     4.65000 
          57     0.67500      COMB13         Min     -6.5925      2.4454          57     0.67500 
          57     2.66250      COMB13         Min     -0.2516     -1.6411          57     2.66250 
          57     4.65000      COMB13         Min     -7.1553     -5.7320          57     4.65000 
          57     0.67500      COMB14         Max      1.2413      4.7385          57     0.67500 
          57     2.66250      COMB14         Max      0.1427     -1.5947          57     2.66250 
          57     4.65000      COMB14         Max      1.4668     -3.5297          57     4.65000 
          57     0.67500      COMB14         Min     -1.1816      0.1566          57     0.67500 
          57     2.66250      COMB14         Min      0.0082     -1.6866          57     2.66250 
          57     4.65000      COMB14         Min     -1.2246     -7.9281          57     4.65000 
          57     0.67500         INV         Max      6.6522      5.0112          57     0.67500 
          57     2.66250         INV         Max      0.4025     -0.9127          57     2.66250 
          57     4.65000         INV         Max      7.3975     -2.7483          57     4.65000 
          57     0.67500         INV         Min     -6.5925      0.1566          57     0.67500 
          57     2.66250         INV         Min     -0.2516     -2.2390          57     2.66250 
          57     4.65000         INV         Min     -7.1553     -7.9281          57     4.65000 
          58     0.67500          PP                 -0.0655      2.2077          58     0.67500 
          58     2.61250          PP                  0.1005     -1.4087          58     2.61250 
          58     4.55000          PP                  0.2666     -5.0250          58     4.55000 
          58     0.67500        PERM                 -0.0227      4.9835          58     0.67500 
          58     2.61250        PERM                  0.0720     -3.1812          58     2.61250 
          58     4.55000        PERM                  0.1667    -11.3460          58     4.55000 
          58     0.67500        NEVE                 -0.0155      3.4098          58     0.67500 
          58     2.61250        NEVE                  0.0493     -2.1766          58     2.61250 
          58     4.55000        NEVE                  0.1141     -7.7630          58     4.55000 
          58     0.67500      VENTOX                  0.6697     -0.8333          58     0.67500 
          58     2.61250      VENTOX                 -0.0351      0.5362          58     2.61250 
          58     4.55000      VENTOX                 -0.7400      1.9056          58     4.55000 
          58     0.67500      VENTOY                 -0.6115      5.3860          58     0.67500 
          58     2.61250      VENTOY                  0.0091     -0.1382          58     2.61250 
          58     4.55000      VENTOY                  0.6298     -2.6592          58     4.55000 
          58     0.67500      SISMAX         Max     11.2113      0.0163          58     0.67500 
          58     2.61250      SISMAX         Max      0.3804      0.0043          58     2.61250 
          58     4.55000      SISMAX         Max     11.9722      0.0250          58     4.55000 
          58     0.67500      SISMAY         Max      2.0464     10.4802          58     0.67500 
          58     2.61250      SISMAY         Max      0.0783      0.0113          58     2.61250 
          58     4.55000      SISMAY         Max      2.2030     10.4763          58     4.55000 
          58     0.67500        TERM                 -8.5777      3.5548          58     0.67500 
          58     2.61250        TERM                  0.2839      0.1553          58     2.61250 
          58     4.55000        TERM                  9.1454     -3.2443          58     4.55000 
          58     0.67500       COMB1         Max     -8.6660     10.7460          58     0.67500 
          58     2.61250       COMB1         Max      0.4564     -4.4346          58     2.61250 
          58     4.55000       COMB1         Max      9.5788    -19.6153          58     4.55000 
          58     0.67500       COMB1         Min     -8.6660     10.7460          58     0.67500 
          58     2.61250       COMB1         Min      0.4564     -4.4346          58     2.61250 
          58     4.55000       COMB1         Min      9.5788    -19.6153          58     4.55000 
          58     0.67500       COMB2         Max     -8.6815     14.1558          58     0.67500 
          58     2.61250       COMB2         Max      0.5057     -6.6112          58     2.61250 
          58     4.55000       COMB2         Max      9.6929    -27.3783          58     4.55000 
          58     0.67500       COMB2         Min     -8.6815     14.1558          58     0.67500 
          58     2.61250       COMB2         Min      0.5057     -6.6112          58     2.61250 
          58     4.55000       COMB2         Min      9.6929    -27.3783          58     4.55000 
          58     0.67500       COMB3         Max     -7.9963      9.9128          58     0.67500 
          58     2.61250       COMB3         Max      0.4213     -3.8985          58     2.61250 
          58     4.55000       COMB3         Max      8.8388    -17.7097          58     4.55000 
          58     0.67500       COMB3         Min     -7.9963      9.9128          58     0.67500 
          58     2.61250       COMB3         Min      0.4213     -3.8985          58     2.61250 
          58     4.55000       COMB3         Min      8.8388    -17.7097          58     4.55000 
          58     0.67500       COMB4         Max     -9.2775     16.1320          58     0.67500 
          58     2.61250       COMB4         Max      0.4655     -4.5728          58     2.61250 
          58     4.55000       COMB4         Max     10.2086    -22.2745          58     4.55000 
          58     0.67500       COMB4         Min     -9.2775     16.1320          58     0.67500 
          58     2.61250       COMB4         Min      0.4655     -4.5728          58     2.61250 
          58     4.55000       COMB4         Min     10.2086    -22.2745          58     4.55000 
          58     0.67500       COMB5         Max     -8.0118     13.3226          58     0.67500 
          58     2.61250       COMB5         Max      0.4706     -6.0751          58     2.61250 
          58     4.55000       COMB5         Max      8.9529    -25.4727          58     4.55000 
          58     0.67500       COMB5         Min     -8.0118     13.3226          58     0.67500 
          58     2.61250       COMB5         Min      0.4706     -6.0751          58     2.61250 
          58     4.55000       COMB5         Min      8.9529    -25.4727          58     4.55000 
          58     0.67500       COMB6         Max     -9.2930     19.5418          58     0.67500 
          58     2.61250       COMB6         Max      0.5148     -6.7494          58     2.61250 
          58     4.55000       COMB6         Max     10.3227    -30.0375          58     4.55000 
          58     0.67500       COMB6         Min     -9.2930     19.5418          58     0.67500 
          58     2.61250       COMB6         Min      0.5148     -6.7494          58     2.61250 
          58     4.55000       COMB6         Min     10.3227    -30.0375          58     4.55000 
          58     0.67500       COMB7         Max      8.4895      3.6364          58     0.67500 
          58     2.61250       COMB7         Max     -0.1113     -4.7452          58     2.61250 
          58     4.55000       COMB7         Max     -8.7120    -13.1267          58     4.55000 
          58     0.67500       COMB7         Min      8.4895      3.6364          58     0.67500 
          58     2.61250       COMB7         Min     -0.1113     -4.7452          58     2.61250 
          58     4.55000       COMB7         Min     -8.7120    -13.1267          58     4.55000 
          58     0.67500       COMB8         Max      8.4739      7.0461          58     0.67500 
          58     2.61250       COMB8         Max     -0.0620     -6.9218          58     2.61250 
          58     4.55000       COMB8         Max     -8.5980    -20.8897          58     4.55000 
          58     0.67500       COMB8         Min      8.4739      7.0461          58     0.67500 
          58     2.61250       COMB8         Min     -0.0620     -6.9218          58     2.61250 
          58     4.55000       COMB8         Min     -8.5980    -20.8897          58     4.55000 
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          58     0.67500       COMB9         Max      9.1592      2.8031          58     0.67500 
          58     2.61250       COMB9         Max     -0.1464     -4.2090          58     2.61250 
          58     4.55000       COMB9         Max     -9.4520    -11.2211          58     4.55000 
          58     0.67500       COMB9         Min      9.1592      2.8031          58     0.67500 
          58     2.61250       COMB9         Min     -0.1464     -4.2090          58     2.61250 
          58     4.55000       COMB9         Min     -9.4520    -11.2211          58     4.55000 
          58     0.67500      COMB10         Max      7.8779      9.0223          58     0.67500 
          58     2.61250      COMB10         Max     -0.1022     -4.8834          58     2.61250 
          58     4.55000      COMB10         Max     -8.0823    -15.7859          58     4.55000 
          58     0.67500      COMB10         Min      7.8779      9.0223          58     0.67500 
          58     2.61250      COMB10         Min     -0.1022     -4.8834          58     2.61250 
          58     4.55000      COMB10         Min     -8.0823    -15.7859          58     4.55000 
          58     0.67500      COMB11         Max      9.1436      6.2129          58     0.67500 
          58     2.61250      COMB11         Max     -0.0972     -6.3856          58     2.61250 
          58     4.55000      COMB11         Max     -9.3379    -18.9841          58     4.55000 
          58     0.67500      COMB11         Min      9.1436      6.2129          58     0.67500 
          58     2.61250      COMB11         Min     -0.0972     -6.3856          58     2.61250 
          58     4.55000      COMB11         Min     -9.3379    -18.9841          58     4.55000 
          58     0.67500      COMB12         Max      7.8624     12.4321          58     0.67500 
          58     2.61250      COMB12         Max     -0.0529     -7.0600          58     2.61250 
          58     4.55000      COMB12         Max     -7.9682    -23.5490          58     4.55000 
          58     0.67500      COMB12         Min      7.8624     12.4321          58     0.67500 
          58     2.61250      COMB12         Min     -0.0529     -7.0600          58     2.61250 
          58     4.55000      COMB12         Min     -7.9682    -23.5490          58     4.55000 
          58     0.67500      COMB13         Max     11.1075     10.6173          58     0.67500 
          58     2.61250      COMB13         Max      0.6023     -6.7622          58     2.61250 
          58     4.55000      COMB13         Max     12.5197    -24.1090          58     4.55000 
          58     0.67500      COMB13         Min    -11.3151     10.5847          58     0.67500 
          58     2.61250      COMB13         Min     -0.1586     -6.7709          58     2.61250 
          58     4.55000      COMB13         Min    -11.4247    -24.1591          58     4.55000 
          58     0.67500      COMB14         Max      1.9426     21.0812          58     0.67500 
          58     2.61250      COMB14         Max      0.3001     -6.7552          58     2.61250 
          58     4.55000      COMB14         Max      2.7504    -13.6577          58     4.55000 
          58     0.67500      COMB14         Min     -2.1502      0.1208          58     0.67500 
          58     2.61250      COMB14         Min      0.1435     -6.7779          58     2.61250 
          58     4.55000      COMB14         Min     -1.6555    -34.6104          58     4.55000 
          58     0.67500         INV         Max     11.1075     21.0812          58     0.67500 
          58     2.61250         INV         Max      0.6023     -3.8985          58     2.61250 
          58     4.55000         INV         Max     12.5197    -11.2211          58     4.55000 
          58     0.67500         INV         Min    -11.3151      0.1208          58     0.67500 
          58     2.61250         INV         Min     -0.1586     -7.0600          58     2.61250 
          58     4.55000         INV         Min    -11.4247    -34.6104          58     4.55000 
          59     0.67500          PP                  0.2889      0.2012          59     0.67500 
          59     2.66250          PP                 -0.1950     -0.1960          59     2.66250 
          59     4.65000          PP                 -0.6790     -0.5932          59     4.65000 
          59     0.67500        PERM                  0.1170      0.1105          59     0.67500 
          59     2.66250        PERM                 -0.0792     -0.1334          59     2.66250 
          59     4.65000        PERM                 -0.2754     -0.3773          59     4.65000 
          59     0.67500        NEVE                  0.0801      0.0756          59     0.67500 
          59     2.66250        NEVE                 -0.0542     -0.0913          59     2.66250 
          59     4.65000        NEVE                 -0.1885     -0.2582          59     4.65000 
          59     0.67500      VENTOX                 -0.0218     -1.0749          59     0.67500 
          59     2.66250      VENTOX                  0.0144      0.3953          59     2.66250 
          59     4.65000      VENTOX                  0.0505      0.2855          59     4.65000 
          59     0.67500      VENTOY                  5.5126      0.5782          59     0.67500 
          59     2.66250      VENTOY                 -0.5300     -0.0013          59     2.66250 
          59     4.65000      VENTOY                 -4.9926     -0.5808          59     4.65000 
          59     0.67500      SISMAX         Max      0.0359     10.8859          59     0.67500 
          59     2.66250      SISMAX         Max      0.0248      0.4427          59     2.66250 
          59     4.65000      SISMAX         Max      0.0854     11.7714          59     4.65000 
          59     0.67500      SISMAY         Max     10.0754      1.9903          59     0.67500 
          59     2.66250      SISMAY         Max      0.4016      0.0918          59     2.66250 
          59     4.65000      SISMAY         Max     10.8782      2.1738          59     4.65000 
          59     0.67500        TERM                  3.8611     10.2753          59     0.67500 
          59     2.66250        TERM                 -0.1320     -0.4087          59     2.66250 
          59     4.65000        TERM                 -4.1251    -11.0928          59     4.65000 
          59     0.67500       COMB1         Max      4.2671     10.5870          59     0.67500 
          59     2.66250       COMB1         Max     -0.4062     -0.7382          59     2.66250 
          59     4.65000       COMB1         Max     -5.0795    -12.0633          59     4.65000 
          59     0.67500       COMB1         Min      4.2671     10.5870          59     0.67500 
          59     2.66250       COMB1         Min     -0.4062     -0.7382          59     2.66250 
          59     4.65000       COMB1         Min     -5.0795    -12.0633          59     4.65000 
          59     0.67500       COMB2         Max      4.3471     10.6626          59     0.67500 
          59     2.66250       COMB2         Max     -0.4604     -0.8294          59     2.66250 
          59     4.65000       COMB2         Max     -5.2680    -12.3215          59     4.65000 
          59     0.67500       COMB2         Min      4.3471     10.6626          59     0.67500 
          59     2.66250       COMB2         Min     -0.4604     -0.8294          59     2.66250 
          59     4.65000       COMB2         Min     -5.2680    -12.3215          59     4.65000 
          59     0.67500       COMB3         Max      4.2453      9.5121          59     0.67500 
          59     2.66250       COMB3         Max     -0.3919     -0.3428          59     2.66250 
          59     4.65000       COMB3         Max     -5.0291    -11.7779          59     4.65000 
          59     0.67500       COMB3         Min      4.2453      9.5121          59     0.67500 
          59     2.66250       COMB3         Min     -0.3919     -0.3428          59     2.66250 
          59     4.65000       COMB3         Min     -5.0291    -11.7779          59     4.65000 
          59     0.67500       COMB4         Max      9.7797     11.1652          59     0.67500 
          59     2.66250       COMB4         Max     -0.9363     -0.7394          59     2.66250 
          59     4.65000       COMB4         Max    -10.0722    -12.6441          59     4.65000 
          59     0.67500       COMB4         Min      9.7797     11.1652          59     0.67500 
          59     2.66250       COMB4         Min     -0.9363     -0.7394          59     2.66250 
          59     4.65000       COMB4         Min    -10.0722    -12.6441          59     4.65000 
          59     0.67500       COMB5         Max      4.3254      9.5877          59     0.67500 
          59     2.66250       COMB5         Max     -0.4461     -0.4341          59     2.66250 
          59     4.65000       COMB5         Max     -5.2175    -12.0360          59     4.65000 
          59     0.67500       COMB5         Min      4.3254      9.5877          59     0.67500 
          59     2.66250       COMB5         Min     -0.4461     -0.4341          59     2.66250 
          59     4.65000       COMB5         Min     -5.2175    -12.0360          59     4.65000 
          59     0.67500       COMB6         Max      9.8598     11.2408          59     0.67500 
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          59     2.66250       COMB6         Max     -0.9905     -0.8307          59     2.66250 
          59     4.65000       COMB6         Max    -10.2606    -12.9023          59     4.65000 
          59     0.67500       COMB6         Min      9.8598     11.2408          59     0.67500 
          59     2.66250       COMB6         Min     -0.9905     -0.8307          59     2.66250 
          59     4.65000       COMB6         Min    -10.2606    -12.9023          59     4.65000 
          59     0.67500       COMB7         Max     -3.4552     -9.9636          59     0.67500 
          59     2.66250       COMB7         Max     -0.1423      0.0793          59     2.66250 
          59     4.65000       COMB7         Max      3.1707     10.1223          59     4.65000 
          59     0.67500       COMB7         Min     -3.4552     -9.9636          59     0.67500 
          59     2.66250       COMB7         Min     -0.1423      0.0793          59     2.66250 
          59     4.65000       COMB7         Min      3.1707     10.1223          59     4.65000 
          59     0.67500       COMB8         Max     -3.3752     -9.8880          59     0.67500 
          59     2.66250       COMB8         Max     -0.1965     -0.0120          59     2.66250 
          59     4.65000       COMB8         Max      2.9822      9.8641          59     4.65000 
          59     0.67500       COMB8         Min     -3.3752     -9.8880          59     0.67500 
          59     2.66250       COMB8         Min     -0.1965     -0.0120          59     2.66250 
          59     4.65000       COMB8         Min      2.9822      9.8641          59     4.65000 
          59     0.67500       COMB9         Max     -3.4770    -11.0385          59     0.67500 
          59     2.66250       COMB9         Max     -0.1279      0.4746          59     2.66250 
          59     4.65000       COMB9         Max      3.2211     10.4077          59     4.65000 
          59     0.67500       COMB9         Min     -3.4770    -11.0385          59     0.67500 
          59     2.66250       COMB9         Min     -0.1279      0.4746          59     2.66250 
          59     4.65000       COMB9         Min      3.2211     10.4077          59     4.65000 
          59     0.67500      COMB10         Max      2.0574     -9.3854          59     0.67500 
          59     2.66250      COMB10         Max     -0.6723      0.0780          59     2.66250 
          59     4.65000      COMB10         Max     -1.8220      9.5415          59     4.65000 
          59     0.67500      COMB10         Min      2.0574     -9.3854          59     0.67500 
          59     2.66250      COMB10         Min     -0.6723      0.0780          59     2.66250 
          59     4.65000      COMB10         Min     -1.8220      9.5415          59     4.65000 
          59     0.67500      COMB11         Max     -3.3969    -10.9629          59     0.67500 
          59     2.66250      COMB11         Max     -0.1821      0.3833          59     2.66250 
          59     4.65000      COMB11         Max      3.0327     10.1496          59     4.65000 
          59     0.67500      COMB11         Min     -3.3969    -10.9629          59     0.67500 
          59     2.66250      COMB11         Min     -0.1821      0.3833          59     2.66250 
          59     4.65000      COMB11         Min      3.0327     10.1496          59     4.65000 
          59     0.67500      COMB12         Max      2.1375     -9.3099          59     0.67500 
          59     2.66250      COMB12         Max     -0.7265     -0.0133          59     2.66250 
          59     4.65000      COMB12         Max     -2.0104      9.2833          59     4.65000 
          59     0.67500      COMB12         Min      2.1375     -9.3099          59     0.67500 
          59     2.66250      COMB12         Min     -0.7265     -0.0133          59     2.66250 
          59     4.65000      COMB12         Min     -2.0104      9.2833          59     4.65000 
          59     0.67500      COMB13         Max      0.5219     11.2732          59     0.67500 
          59     2.66250      COMB13         Max     -0.3037      0.0220          59     2.66250 
          59     4.65000      COMB13         Max     -1.0575     10.5427          59     4.65000 
          59     0.67500      COMB13         Min      0.4501    -10.4986          59     0.67500 
          59     2.66250      COMB13         Min     -0.3532     -0.8634          59     2.66250 
          59     4.65000      COMB13         Min     -1.2283    -13.0001          59     4.65000 
          59     0.67500      COMB14         Max     10.5614      2.3775          59     0.67500 
          59     2.66250      COMB14         Max      0.0731     -0.3289          59     2.66250 
          59     4.65000      COMB14         Max      9.7353      0.9451          59     4.65000 
          59     0.67500      COMB14         Min     -9.5894     -1.6030          59     0.67500 
          59     2.66250      COMB14         Min     -0.7300     -0.5125          59     2.66250 
          59     4.65000      COMB14         Min    -12.0211     -3.4025          59     4.65000 
          59     0.67500         INV         Max     10.5614     11.2732          59     0.67500 
          59     2.66250         INV         Max      0.0731      0.4746          59     2.66250 
          59     4.65000         INV         Max      9.7353     10.5427          59     4.65000 
          59     0.67500         INV         Min     -9.5894    -11.0385          59     0.67500 
          59     2.66250         INV         Min     -0.9905     -0.8634          59     2.66250 
          59     4.65000         INV         Min    -12.0211    -13.0001          59     4.65000 
          60     0.15000          PP                  0.0237      3.1491          60     0.15000 
          60     1.25000          PP                  0.2044     16.7079          60     1.25000 
          60     2.35000          PP                  0.3852      4.0959          60     2.35000 
          60     0.15000        PERM                  0.0632     -0.5637          60     0.15000 
          60     1.25000        PERM                  0.5730     -4.6223          60     1.25000 
          60     2.35000        PERM                  1.0828     -8.6809          60     2.35000 
          60     0.15000        NEVE                  0.0432     -0.3857          60     0.15000 
          60     1.25000        NEVE                  0.3920     -3.1627          60     1.25000 
          60     2.35000        NEVE                  0.7408     -5.9396          60     2.35000 
          60     0.15000      VENTOX                 -0.0107     -0.6844          60     0.15000 
          60     1.25000      VENTOX                 -0.0971      0.4087          60     1.25000 
          60     2.35000      VENTOX                 -0.1834      1.5019          60     2.35000 
          60     0.15000      VENTOY                  0.1355     -0.6167          60     0.15000 
          60     1.25000      VENTOY                  3.2714      0.6410          60     1.25000 
          60     2.35000      VENTOY                  6.4073      1.8987          60     2.35000 
          60     0.15000      SISMAX         Max   1.666E-04     13.2050          60     0.15000 
          60     1.25000      SISMAX         Max      0.0012      6.2679          60     1.25000 
          60     2.35000      SISMAX         Max      0.0023      0.6694          60     2.35000 
          60     0.15000      SISMAY         Max      0.3486      2.3683          60     0.15000 
          60     1.25000      SISMAY         Max      4.1640      0.6911          60     1.25000 
          60     2.35000      SISMAY         Max      8.1986      1.1952          60     2.35000 
          60     0.15000        TERM                  0.0186    -13.5556          60     0.15000 
          60     1.25000        TERM                  0.1603     -6.8501          60     1.25000 
          60     2.35000        TERM                  0.3021     -0.1445          60     2.35000 
          60     0.15000       COMB1         Max      0.1054    -10.9703          60     0.15000 
          60     1.25000       COMB1         Max      0.9377      5.2355          60     1.25000 
          60     2.35000       COMB1         Max      1.7701     -4.7295          60     2.35000 
          60     0.15000       COMB1         Min      0.1054    -10.9703          60     0.15000 
          60     1.25000       COMB1         Min      0.9377      5.2355          60     1.25000 
          60     2.35000       COMB1         Min      1.7701     -4.7295          60     2.35000 
          60     0.15000       COMB2         Max      0.1487    -11.3560          60     0.15000 
          60     1.25000       COMB2         Max      1.3298      2.0728          60     1.25000 
          60     2.35000       COMB2         Max      2.5109    -10.6691          60     2.35000 
          60     0.15000       COMB2         Min      0.1487    -11.3560          60     0.15000 
          60     1.25000       COMB2         Min      1.3298      2.0728          60     1.25000 
          60     2.35000       COMB2         Min      2.5109    -10.6691          60     2.35000 
          60     0.15000       COMB3         Max      0.0947    -11.6547          60     0.15000 
          60     1.25000       COMB3         Max      0.8407      5.6442          60     1.25000 
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          60     2.35000       COMB3         Max      1.5867     -3.2277          60     2.35000 
          60     0.15000       COMB3         Min      0.0947    -11.6547          60     0.15000 
          60     1.25000       COMB3         Min      0.8407      5.6442          60     1.25000 
          60     2.35000       COMB3         Min      1.5867     -3.2277          60     2.35000 
          60     0.15000       COMB4         Max      0.2409    -11.5870          60     0.15000 
          60     1.25000       COMB4         Max      4.2092      5.8765          60     1.25000 
          60     2.35000       COMB4         Max      8.1774     -2.8308          60     2.35000 
          60     0.15000       COMB4         Min      0.2409    -11.5870          60     0.15000 
          60     1.25000       COMB4         Min      4.2092      5.8765          60     1.25000 
          60     2.35000       COMB4         Min      8.1774     -2.8308          60     2.35000 
          60     0.15000       COMB5         Max      0.1380    -12.0404          60     0.15000 
          60     1.25000       COMB5         Max      1.2327      2.4815          60     1.25000 
          60     2.35000       COMB5         Max      2.3275     -9.1672          60     2.35000 
          60     0.15000       COMB5         Min      0.1380    -12.0404          60     0.15000 
          60     1.25000       COMB5         Min      1.2327      2.4815          60     1.25000 
          60     2.35000       COMB5         Min      2.3275     -9.1672          60     2.35000 
          60     0.15000       COMB6         Max      0.2842    -11.9727          60     0.15000 
          60     1.25000       COMB6         Max      4.6012      2.7139          60     1.25000 
          60     2.35000       COMB6         Max      8.9182     -8.7704          60     2.35000 
          60     0.15000       COMB6         Min      0.2842    -11.9727          60     0.15000 
          60     1.25000       COMB6         Min      4.6012      2.7139          60     1.25000 
          60     2.35000       COMB6         Min      8.9182     -8.7704          60     2.35000 
          60     0.15000       COMB7         Max      0.0683     16.1409          60     0.15000 
          60     1.25000       COMB7         Max      0.6171     18.9356          60     1.25000 
          60     2.35000       COMB7         Max      1.1658     -4.4405          60     2.35000 
          60     0.15000       COMB7         Min      0.0683     16.1409          60     0.15000 
          60     1.25000       COMB7         Min      0.6171     18.9356          60     1.25000 
          60     2.35000       COMB7         Min      1.1658     -4.4405          60     2.35000 
          60     0.15000       COMB8         Max      0.1116     15.7552          60     0.15000 
          60     1.25000       COMB8         Max      1.0091     15.7730          60     1.25000 
          60     2.35000       COMB8         Max      1.9067    -10.3801          60     2.35000 
          60     0.15000       COMB8         Min      0.1116     15.7552          60     0.15000 
          60     1.25000       COMB8         Min      1.0091     15.7730          60     1.25000 
          60     2.35000       COMB8         Min      1.9067    -10.3801          60     2.35000 
          60     0.15000       COMB9         Max      0.0576     15.4565          60     0.15000 
          60     1.25000       COMB9         Max      0.5200     19.3443          60     1.25000 
          60     2.35000       COMB9         Max      0.9824     -2.9386          60     2.35000 
          60     0.15000       COMB9         Min      0.0576     15.4565          60     0.15000 
          60     1.25000       COMB9         Min      0.5200     19.3443          60     1.25000 
          60     2.35000       COMB9         Min      0.9824     -2.9386          60     2.35000 
          60     0.15000      COMB10         Max      0.2038     15.5243          60     0.15000 
          60     1.25000      COMB10         Max      3.8885     19.5766          60     1.25000 
          60     2.35000      COMB10         Max      7.5732     -2.5417          60     2.35000 
          60     0.15000      COMB10         Min      0.2038     15.5243          60     0.15000 
          60     1.25000      COMB10         Min      3.8885     19.5766          60     1.25000 
          60     2.35000      COMB10         Min      7.5732     -2.5417          60     2.35000 
          60     0.15000      COMB11         Max      0.1008     15.0708          60     0.15000 
          60     1.25000      COMB11         Max      0.9121     16.1817          60     1.25000 
          60     2.35000      COMB11         Max      1.7233     -8.8782          60     2.35000 
          60     0.15000      COMB11         Min      0.1008     15.0708          60     0.15000 
          60     1.25000      COMB11         Min      0.9121     16.1817          60     1.25000 
          60     2.35000      COMB11         Min      1.7233     -8.8782          60     2.35000 
          60     0.15000      COMB12         Max      0.2471     15.1385          60     0.15000 
          60     1.25000      COMB12         Max      4.2805     16.4140          60     1.25000 
          60     2.35000      COMB12         Max      8.3140     -8.4813          60     2.35000 
          60     0.15000      COMB12         Min      0.2471     15.1385          60     0.15000 
          60     1.25000      COMB12         Min      4.2805     16.4140          60     1.25000 
          60     2.35000      COMB12         Min      8.3140     -8.4813          60     2.35000 
          60     0.15000      COMB13         Max      0.1303     15.4046          60     0.15000 
          60     1.25000      COMB13         Max      1.1707     15.1907          60     1.25000 
          60     2.35000      COMB13         Max      2.2111     -9.8552          60     2.35000 
          60     0.15000      COMB13         Min      0.1299    -11.0054          60     0.15000 
          60     1.25000      COMB13         Min      1.1682      2.6550          60     1.25000 
          60     2.35000      COMB13         Min      2.2064    -11.1939          60     2.35000 
          60     0.15000      COMB14         Max      0.4787      4.5679          60     0.15000 
          60     1.25000      COMB14         Max      5.3335      9.6140          60     1.25000 
          60     2.35000      COMB14         Max     10.4074     -9.3294          60     2.35000 
          60     0.15000      COMB14         Min     -0.2185     -0.1687          60     0.15000 
          60     1.25000      COMB14         Min     -2.9946      8.2318          60     1.25000 
          60     2.35000      COMB14         Min     -5.9898    -11.7198          60     2.35000 
          60     0.15000         INV         Max      0.4787     16.1409          60     0.15000 
          60     1.25000         INV         Max      5.3335     19.5766          60     1.25000 
          60     2.35000         INV         Max     10.4074     -2.5417          60     2.35000 
          60     0.15000         INV         Min     -0.2185    -12.0404          60     0.15000 
          60     1.25000         INV         Min     -2.9946      2.0728          60     1.25000 
          60     2.35000         INV         Min     -5.9898    -11.7198          60     2.35000 
          61     0.15000          PP                  0.3715      3.1927          61     0.15000 
          61     1.25000          PP                  0.0905     10.0706          61     1.25000 
          61     2.35000          PP                 -0.1904     -9.2223          61     2.35000 
          61     0.15000        PERM                  1.0803     -8.0480          61     0.15000 
          61     1.25000        PERM                  0.5577      1.5518          61     1.25000 
          61     2.35000        PERM                  0.0351     11.1515          61     2.35000 
          61     0.15000        NEVE                  0.7392     -5.5065          61     0.15000 
          61     1.25000        NEVE                  0.3816      1.0617          61     1.25000 
          61     2.35000        NEVE                  0.0240      7.6300          61     2.35000 
          61     0.15000      VENTOX                 -0.1831      1.0115          61     0.15000 
          61     1.25000      VENTOX                 -0.0956     -0.2434          61     1.25000 
          61     2.35000      VENTOX                 -0.0081     -1.4983          61     2.35000 
          61     0.15000      VENTOY                  6.8468      1.4147          61     0.15000 
          61     1.25000      VENTOY                  6.9701     -0.1916          61     1.25000 
          61     2.35000      VENTOY                  7.0933     -1.7979          61     2.35000 
          61     0.15000      SISMAX         Max      0.0025      5.8329          61     0.15000 
          61     1.25000      SISMAX         Max      0.0028      0.3002          61     1.25000 
          61     2.35000      SISMAX         Max      0.0033      6.4329          61     2.35000 
          61     0.15000      SISMAY         Max      9.0298      0.4922          61     0.15000 
          61     1.25000      SISMAY         Max     10.9838      0.0827          61     1.25000 
          61     2.35000      SISMAY         Max     12.9503      0.5622          61     2.35000 
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          61     0.15000        TERM                  0.2915     -5.5284          61     0.15000 
          61     1.25000        TERM                  0.0720     -0.4539          61     1.25000 
          61     2.35000        TERM                 -0.1476      4.6205          61     2.35000 
          61     0.15000       COMB1         Max      1.7433    -10.3837          61     0.15000 
          61     1.25000       COMB1         Max      0.7202     11.1684          61     1.25000 
          61     2.35000       COMB1         Max     -0.3029      6.5497          61     2.35000 
          61     0.15000       COMB1         Min      1.7433    -10.3837          61     0.15000 
          61     1.25000       COMB1         Min      0.7202     11.1684          61     1.25000 
          61     2.35000       COMB1         Min     -0.3029      6.5497          61     2.35000 
          61     0.15000       COMB2         Max      2.4825    -15.8902          61     0.15000 
          61     1.25000       COMB2         Max      1.1018     12.2301          61     1.25000 
          61     2.35000       COMB2         Max     -0.2789     14.1797          61     2.35000 
          61     0.15000       COMB2         Min      2.4825    -15.8902          61     0.15000 
          61     1.25000       COMB2         Min      1.1018     12.2301          61     1.25000 
          61     2.35000       COMB2         Min     -0.2789     14.1797          61     2.35000 
          61     0.15000       COMB3         Max      1.5602     -9.3722          61     0.15000 
          61     1.25000       COMB3         Max      0.6246     10.9250          61     1.25000 
          61     2.35000       COMB3         Max     -0.3109      5.0514          61     2.35000 
          61     0.15000       COMB3         Min      1.5602     -9.3722          61     0.15000 
          61     1.25000       COMB3         Min      0.6246     10.9250          61     1.25000 
          61     2.35000       COMB3         Min     -0.3109      5.0514          61     2.35000 
          61     0.15000       COMB4         Max      8.5901     -8.9689          61     0.15000 
          61     1.25000       COMB4         Max      7.6903     10.9768          61     1.25000 
          61     2.35000       COMB4         Max      6.7904      4.7518          61     2.35000 
          61     0.15000       COMB4         Min      8.5901     -8.9689          61     0.15000 
          61     1.25000       COMB4         Min      7.6903     10.9768          61     1.25000 
          61     2.35000       COMB4         Min      6.7904      4.7518          61     2.35000 
          61     0.15000       COMB5         Max      2.2993    -14.8788          61     0.15000 
          61     1.25000       COMB5         Max      1.0062     11.9867          61     1.25000 
          61     2.35000       COMB5         Max     -0.2869     12.6814          61     2.35000 
          61     0.15000       COMB5         Min      2.2993    -14.8788          61     0.15000 
          61     1.25000       COMB5         Min      1.0062     11.9867          61     1.25000 
          61     2.35000       COMB5         Min     -0.2869     12.6814          61     2.35000 
          61     0.15000       COMB6         Max      9.3293    -14.4755          61     0.15000 
          61     1.25000       COMB6         Max      8.0719     12.0386          61     1.25000 
          61     2.35000       COMB6         Max      6.8144     12.3818          61     2.35000 
          61     0.15000       COMB6         Min      9.3293    -14.4755          61     0.15000 
          61     1.25000       COMB6         Min      8.0719     12.0386          61     1.25000 
          61     2.35000       COMB6         Min      6.8144     12.3818          61     2.35000 
          61     0.15000       COMB7         Max      1.1603      0.6731          61     0.15000 
          61     1.25000       COMB7         Max      0.5763     12.0763          61     1.25000 
          61     2.35000       COMB7         Max     -0.0077     -2.6912          61     2.35000 
          61     0.15000       COMB7         Min      1.1603      0.6731          61     0.15000 
          61     1.25000       COMB7         Min      0.5763     12.0763          61     1.25000 
          61     2.35000       COMB7         Min     -0.0077     -2.6912          61     2.35000 
          61     0.15000       COMB8         Max      1.8995     -4.8335          61     0.15000 
          61     1.25000       COMB8         Max      0.9579     13.1380          61     1.25000 
          61     2.35000       COMB8         Max      0.0162      4.9388          61     2.35000 
          61     0.15000       COMB8         Min      1.8995     -4.8335          61     0.15000 
          61     1.25000       COMB8         Min      0.9579     13.1380          61     1.25000 
          61     2.35000       COMB8         Min      0.0162      4.9388          61     2.35000 
          61     0.15000       COMB9         Max      0.9772      1.6846          61     0.15000 
          61     1.25000       COMB9         Max      0.4807     11.8329          61     1.25000 
          61     2.35000       COMB9         Max     -0.0158     -4.1896          61     2.35000 
          61     0.15000       COMB9         Min      0.9772      1.6846          61     0.15000 
          61     1.25000       COMB9         Min      0.4807     11.8329          61     1.25000 
          61     2.35000       COMB9         Min     -0.0158     -4.1896          61     2.35000 
          61     0.15000      COMB10         Max      8.0072      2.0878          61     0.15000 
          61     1.25000      COMB10         Max      7.5464     11.8847          61     1.25000 
          61     2.35000      COMB10         Max      7.0856     -4.4892          61     2.35000 
          61     0.15000      COMB10         Min      8.0072      2.0878          61     0.15000 
          61     1.25000      COMB10         Min      7.5464     11.8847          61     1.25000 
          61     2.35000      COMB10         Min      7.0856     -4.4892          61     2.35000 
          61     0.15000      COMB11         Max      1.7164     -3.8220          61     0.15000 
          61     1.25000      COMB11         Max      0.8623     12.8946          61     1.25000 
          61     2.35000      COMB11         Max      0.0082      3.4405          61     2.35000 
          61     0.15000      COMB11         Min      1.7164     -3.8220          61     0.15000 
          61     1.25000      COMB11         Min      0.8623     12.8946          61     1.25000 
          61     2.35000      COMB11         Min      0.0082      3.4405          61     2.35000 
          61     0.15000      COMB12         Max      8.7463     -3.4187          61     0.15000 
          61     1.25000      COMB12         Max      7.9280     12.9464          61     1.25000 
          61     2.35000      COMB12         Max      7.1096      3.1408          61     2.35000 
          61     0.15000      COMB12         Min      8.7463     -3.4187          61     0.15000 
          61     1.25000      COMB12         Min      7.9280     12.9464          61     1.25000 
          61     2.35000      COMB12         Min      7.1096      3.1408          61     2.35000 
          61     0.15000      COMB13         Max      2.1935     -4.5290          61     0.15000 
          61     1.25000      COMB13         Max      1.0326     12.9843          61     1.25000 
          61     2.35000      COMB13         Max     -0.1280     15.9922          61     2.35000 
          61     0.15000      COMB13         Min      2.1885    -16.1947          61     0.15000 
          61     1.25000      COMB13         Min      1.0270     12.3839          61     1.25000 
          61     2.35000      COMB13         Min     -0.1346      3.1263          61     2.35000 
          61     0.15000      COMB14         Max     11.2208     -9.8697          61     0.15000 
          61     1.25000      COMB14         Max     12.0137     12.7668          61     1.25000 
          61     2.35000      COMB14         Max     12.8190     10.1215          61     2.35000 
          61     0.15000      COMB14         Min     -6.8388    -10.8540          61     0.15000 
          61     1.25000      COMB14         Min     -9.9540     12.6014          61     1.25000 
          61     2.35000      COMB14         Min    -13.0816      8.9970          61     2.35000 
          61     0.15000         INV         Max     11.2208      2.0878          61     0.15000 
          61     1.25000         INV         Max     12.0137     13.1380          61     1.25000 
          61     2.35000         INV         Max     12.8190     15.9922          61     2.35000 
          61     0.15000         INV         Min     -6.8388    -16.1947          61     0.15000 
          61     1.25000         INV         Min     -9.9540     10.9250          61     1.25000 
          61     2.35000         INV         Min    -13.0816     -4.4892          61     2.35000 
          62     0.15000          PP                 -0.1991     -9.7717          62     0.15000 
          62     1.25000          PP                  0.0178      5.3986          62     1.25000 
          62     2.35000          PP                  0.2346     -5.6020          62     2.35000 
          62     0.15000        PERM                  0.0310     11.0133          62     0.15000 
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          62     1.25000        PERM                  0.5429      1.4661          62     1.25000 
          62     2.35000        PERM                  1.0548     -8.0811          62     2.35000 
          62     0.15000        NEVE                  0.0212      7.5354          62     0.15000 
          62     1.25000        NEVE                  0.3715      1.0031          62     1.25000 
          62     2.35000        NEVE                  0.7217     -5.5292          62     2.35000 
          62     0.15000      VENTOX                 -0.0078     -2.2359          62     0.15000 
          62     1.25000      VENTOX                 -0.0966     -0.3291          62     1.25000 
          62     2.35000      VENTOX                 -0.1853      1.5778          62     2.35000 
          62     0.15000      VENTOY                  7.2032     -2.4944          62     0.15000 
          62     1.25000      VENTOY                  9.5273     -0.3581          62     1.25000 
          62     2.35000      VENTOY                 11.8514      1.7783          62     2.35000 
          62     0.15000      SISMAX         Max      0.0038      6.4557          62     0.15000 
          62     1.25000      SISMAX         Max      0.0074      1.3947          62     1.25000 
          62     2.35000      SISMAX         Max      0.0110      3.6663          62     2.35000 
          62     0.15000      SISMAY         Max     13.1908      2.1136          62     0.15000 
          62     1.25000      SISMAY         Max     15.5133      0.4313          62     1.25000 
          62     2.35000      SISMAY         Max     17.8572      1.2575          62     2.35000 
          62     0.15000        TERM                 -0.1545     -3.8896          62     0.15000 
          62     1.25000        TERM                  0.0142     -0.9977          62     1.25000 
          62     2.35000        TERM                  0.1829      1.8942          62     2.35000 
          62     0.15000       COMB1         Max     -0.3226     -2.6481          62     0.15000 
          62     1.25000       COMB1         Max      0.5749      5.8669          62     1.25000 
          62     2.35000       COMB1         Max      1.4723    -11.7888          62     2.35000 
          62     0.15000       COMB1         Min     -0.3226     -2.6481          62     0.15000 
          62     1.25000       COMB1         Min      0.5749      5.8669          62     1.25000 
          62     2.35000       COMB1         Min      1.4723    -11.7888          62     2.35000 
          62     0.15000       COMB2         Max     -0.3014      4.8873          62     0.15000 
          62     1.25000       COMB2         Max      0.9463      6.8701          62     1.25000 
          62     2.35000       COMB2         Max      2.1940    -17.3180          62     2.35000 
          62     0.15000       COMB2         Min     -0.3014      4.8873          62     0.15000 
          62     1.25000       COMB2         Min      0.9463      6.8701          62     1.25000 
          62     2.35000       COMB2         Min      2.1940    -17.3180          62     2.35000 
          62     0.15000       COMB3         Max     -0.3304     -4.8840          62     0.15000 
          62     1.25000       COMB3         Max      0.4783      5.5379          62     1.25000 
          62     2.35000       COMB3         Max      1.2870    -10.2110          62     2.35000 
          62     0.15000       COMB3         Min     -0.3304     -4.8840          62     0.15000 
          62     1.25000       COMB3         Min      0.4783      5.5379          62     1.25000 
          62     2.35000       COMB3         Min      1.2870    -10.2110          62     2.35000 
          62     0.15000       COMB4         Max      6.8806     -5.1425          62     0.15000 
          62     1.25000       COMB4         Max     10.1021      5.5089          62     1.25000 
          62     2.35000       COMB4         Max     13.3237    -10.0106          62     2.35000 
          62     0.15000       COMB4         Min      6.8806     -5.1425          62     0.15000 
          62     1.25000       COMB4         Min     10.1021      5.5089          62     1.25000 
          62     2.35000       COMB4         Min     13.3237    -10.0106          62     2.35000 
          62     0.15000       COMB5         Max     -0.3092      2.6514          62     0.15000 
          62     1.25000       COMB5         Max      0.8498      6.5410          62     1.25000 
          62     2.35000       COMB5         Max      2.0087    -15.7402          62     2.35000 
          62     0.15000       COMB5         Min     -0.3092      2.6514          62     0.15000 
          62     1.25000       COMB5         Min      0.8498      6.5410          62     1.25000 
          62     2.35000       COMB5         Min      2.0087    -15.7402          62     2.35000 
          62     0.15000       COMB6         Max      6.9018      2.3929          62     0.15000 
          62     1.25000       COMB6         Max     10.4736      6.5120          62     1.25000 
          62     2.35000       COMB6         Max     14.0454    -15.5397          62     2.35000 
          62     0.15000       COMB6         Min      6.9018      2.3929          62     0.15000 
          62     1.25000       COMB6         Min     10.4736      6.5120          62     1.25000 
          62     2.35000       COMB6         Min     14.0454    -15.5397          62     2.35000 
          62     0.15000       COMB7         Max     -0.0136      5.1312          62     0.15000 
          62     1.25000       COMB7         Max      0.5465      7.8624          62     1.25000 
          62     2.35000       COMB7         Max      1.1066    -15.5772          62     2.35000 
          62     0.15000       COMB7         Min     -0.0136      5.1312          62     0.15000 
          62     1.25000       COMB7         Min      0.5465      7.8624          62     1.25000 
          62     2.35000       COMB7         Min      1.1066    -15.5772          62     2.35000 
          62     0.15000       COMB8         Max      0.0076     12.6666          62     0.15000 
          62     1.25000       COMB8         Max      0.9180      8.8655          62     1.25000 
          62     2.35000       COMB8         Max      1.8283    -21.1063          62     2.35000 
          62     0.15000       COMB8         Min      0.0076     12.6666          62     0.15000 
          62     1.25000       COMB8         Min      0.9180      8.8655          62     1.25000 
          62     2.35000       COMB8         Min      1.8283    -21.1063          62     2.35000 
          62     0.15000       COMB9         Max     -0.0214      2.8953          62     0.15000 
          62     1.25000       COMB9         Max      0.4499      7.5333          62     1.25000 
          62     2.35000       COMB9         Max      0.9213    -13.9994          62     2.35000 
          62     0.15000       COMB9         Min     -0.0214      2.8953          62     0.15000 
          62     1.25000       COMB9         Min      0.4499      7.5333          62     1.25000 
          62     2.35000       COMB9         Min      0.9213    -13.9994          62     2.35000 
          62     0.15000      COMB10         Max      7.1896      2.6368          62     0.15000 
          62     1.25000      COMB10         Max     10.0738      7.5043          62     1.25000 
          62     2.35000      COMB10         Max     12.9580    -13.7989          62     2.35000 
          62     0.15000      COMB10         Min      7.1896      2.6368          62     0.15000 
          62     1.25000      COMB10         Min     10.0738      7.5043          62     1.25000 
          62     2.35000      COMB10         Min     12.9580    -13.7989          62     2.35000 
          62     0.15000      COMB11         Max  -1.582E-04     10.4307          62     0.15000 
          62     1.25000      COMB11         Max      0.8214      8.5365          62     1.25000 
          62     2.35000      COMB11         Max      1.6430    -19.5286          62     2.35000 
          62     0.15000      COMB11         Min  -1.582E-04     10.4307          62     0.15000 
          62     1.25000      COMB11         Min      0.8214      8.5365          62     1.25000 
          62     2.35000      COMB11         Min      1.6430    -19.5286          62     2.35000 
          62     0.15000      COMB12         Max      7.2108     10.1722          62     0.15000 
          62     1.25000      COMB12         Max     10.4452      8.5074          62     1.25000 
          62     2.35000      COMB12         Max     13.6797    -19.3281          62     2.35000 
          62     0.15000      COMB12         Min      7.2108     10.1722          62     0.15000 
          62     1.25000      COMB12         Min     10.4452      8.5074          62     1.25000 
          62     2.35000      COMB12         Min     13.6797    -19.3281          62     2.35000 
          62     0.15000      COMB13         Max     -0.1430     15.2327          62     0.15000 
          62     1.25000      COMB13         Max      0.9396      9.2625          62     1.25000 
          62     2.35000      COMB13         Max      2.0222    -15.5459          62     2.35000 
          62     0.15000      COMB13         Min     -0.1507      2.3212          62     0.15000 
          62     1.25000      COMB13         Min      0.9248      6.4731          62     1.25000 
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          62     2.35000      COMB13         Min      2.0001    -22.8785          62     2.35000 
          62     0.15000      COMB14         Max     13.0439     10.8905          62     0.15000 
          62     1.25000      COMB14         Max     16.4454      8.2991          62     1.25000 
          62     2.35000      COMB14         Max     19.8684    -17.9547          62     2.35000 
          62     0.15000      COMB14         Min    -13.3376      6.6634          62     0.15000 
          62     1.25000      COMB14         Min    -14.5811      7.4364          62     1.25000 
          62     2.35000      COMB14         Min    -15.8461    -20.4696          62     2.35000 
          62     0.15000         INV         Max     13.0439     15.2327          62     0.15000 
          62     1.25000         INV         Max     16.4454      9.2625          62     1.25000 
          62     2.35000         INV         Max     19.8684    -10.0106          62     2.35000 
          62     0.15000         INV         Min    -13.3376     -5.1425          62     0.15000 
          62     1.25000         INV         Min    -14.5811      5.5089          62     1.25000 
          62     2.35000         INV         Min    -15.8461    -22.8785          62     2.35000 
          63     0.15000          PP                  0.2315     -5.6741          63     0.15000 
          63     1.25000          PP                 -0.0083      4.6662          63     1.25000 
          63     2.35000          PP                 -0.2481    -11.1642          63     2.35000 
          63     0.15000        PERM                  1.0130     -8.2265          63     0.15000 
          63     1.25000        PERM                  0.1955      0.5951          63     1.25000 
          63     2.35000        PERM                 -0.6219      9.4167          63     2.35000 
          63     0.15000        NEVE                  0.6931     -5.6287          63     0.15000 
          63     1.25000        NEVE                  0.1338      0.4072          63     1.25000 
          63     2.35000        NEVE                 -0.4255      6.4430          63     2.35000 
          63     0.15000      VENTOX                 -0.1790      1.1919          63     0.15000 
          63     1.25000      VENTOX                 -0.0438     -0.0026          63     1.25000 
          63     2.35000      VENTOX                  0.0913     -1.1971          63     2.35000 
          63     0.15000      VENTOY                 12.0869      1.4186          63     0.15000 
          63     1.25000      VENTOY                 11.4638     -0.0507          63     1.25000 
          63     2.35000      VENTOY                 10.8408     -1.5200          63     2.35000 
          63     0.15000      SISMAX         Max      0.0120      3.2833          63     0.15000 
          63     1.25000      SISMAX         Max      0.0156      1.6532          63     1.25000 
          63     2.35000      SISMAX         Max      0.0192      6.5896          63     2.35000 
          63     0.15000      SISMAY         Max     18.2461      0.3535          63     0.15000 
          63     1.25000      SISMAY         Max     18.5900      0.2042          63     1.25000 
          63     2.35000      SISMAY         Max     18.9607      0.6738          63     2.35000 
          63     0.15000        TERM                  0.1800     -1.4877          63     0.15000 
          63     1.25000        TERM                 -0.0100      0.4839          63     1.25000 
          63     2.35000        TERM                 -0.1999      2.4556          63     2.35000 
          63     0.15000       COMB1         Max      1.4245    -15.3883          63     0.15000 
          63     1.25000       COMB1         Max      0.1773      5.7453          63     1.25000 
          63     2.35000       COMB1         Max     -1.0699      0.7081          63     2.35000 
          63     0.15000       COMB1         Min      1.4245    -15.3883          63     0.15000 
          63     1.25000       COMB1         Min      0.1773      5.7453          63     1.25000 
          63     2.35000       COMB1         Min     -1.0699      0.7081          63     2.35000 
          63     0.15000       COMB2         Max      2.1176    -21.0170          63     0.15000 
          63     1.25000       COMB2         Max      0.3111      6.1525          63     1.25000 
          63     2.35000       COMB2         Max     -1.4955      7.1511          63     2.35000 
          63     0.15000       COMB2         Min      2.1176    -21.0170          63     0.15000 
          63     1.25000       COMB2         Min      0.3111      6.1525          63     1.25000 
          63     2.35000       COMB2         Min     -1.4955      7.1511          63     2.35000 
          63     0.15000       COMB3         Max      1.2455    -14.1964          63     0.15000 
          63     1.25000       COMB3         Max      0.1335      5.7427          63     1.25000 
          63     2.35000       COMB3         Max     -0.9786     -0.4890          63     2.35000 
          63     0.15000       COMB3         Min      1.2455    -14.1964          63     0.15000 
          63     1.25000       COMB3         Min      0.1335      5.7427          63     1.25000 
          63     2.35000       COMB3         Min     -0.9786     -0.4890          63     2.35000 
          63     0.15000       COMB4         Max     13.5114    -13.9697          63     0.15000 
          63     1.25000       COMB4         Max     11.6411      5.6946          63     1.25000 
          63     2.35000       COMB4         Max      9.7709     -0.8119          63     2.35000 
          63     0.15000       COMB4         Min     13.5114    -13.9697          63     0.15000 
          63     1.25000       COMB4         Min     11.6411      5.6946          63     1.25000 
          63     2.35000       COMB4         Min      9.7709     -0.8119          63     2.35000 
          63     0.15000       COMB5         Max      1.9387    -19.8251          63     0.15000 
          63     1.25000       COMB5         Max      0.2672      6.1498          63     1.25000 
          63     2.35000       COMB5         Max     -1.4042      5.9540          63     2.35000 
          63     0.15000       COMB5         Min      1.9387    -19.8251          63     0.15000 
          63     1.25000       COMB5         Min      0.2672      6.1498          63     1.25000 
          63     2.35000       COMB5         Min     -1.4042      5.9540          63     2.35000 
          63     0.15000       COMB6         Max     14.2045    -19.5983          63     0.15000 
          63     1.25000       COMB6         Max     11.7749      6.1018          63     1.25000 
          63     2.35000       COMB6         Max      9.3453      5.6311          63     2.35000 
          63     0.15000       COMB6         Min     14.2045    -19.5983          63     0.15000 
          63     1.25000       COMB6         Min     11.7749      6.1018          63     1.25000 
          63     2.35000       COMB6         Min      9.3453      5.6311          63     2.35000 
          63     0.15000       COMB7         Max      1.0646    -12.4129          63     0.15000 
          63     1.25000       COMB7         Max      0.1972      4.7774          63     1.25000 
          63     2.35000       COMB7         Max     -0.6701     -4.2030          63     2.35000 
          63     0.15000       COMB7         Min      1.0646    -12.4129          63     0.15000 
          63     1.25000       COMB7         Min      0.1972      4.7774          63     1.25000 
          63     2.35000       COMB7         Min     -0.6701     -4.2030          63     2.35000 
          63     0.15000       COMB8         Max      1.7577    -18.0416          63     0.15000 
          63     1.25000       COMB8         Max      0.3310      5.1846          63     1.25000 
          63     2.35000       COMB8         Max     -1.0956      2.2400          63     2.35000 
          63     0.15000       COMB8         Min      1.7577    -18.0416          63     0.15000 
          63     1.25000       COMB8         Min      0.3310      5.1846          63     1.25000 
          63     2.35000       COMB8         Min     -1.0956      2.2400          63     2.35000 
          63     0.15000       COMB9         Max      0.8856    -11.2211          63     0.15000 
          63     1.25000       COMB9         Max      0.1534      4.7748          63     1.25000 
          63     2.35000       COMB9         Max     -0.5788     -5.4002          63     2.35000 
          63     0.15000       COMB9         Min      0.8856    -11.2211          63     0.15000 
          63     1.25000       COMB9         Min      0.1534      4.7748          63     1.25000 
          63     2.35000       COMB9         Min     -0.5788     -5.4002          63     2.35000 
          63     0.15000      COMB10         Max     13.1515    -10.9943          63     0.15000 
          63     1.25000      COMB10         Max     11.6611      4.7267          63     1.25000 
          63     2.35000      COMB10         Max     10.1707     -5.7230          63     2.35000 
          63     0.15000      COMB10         Min     13.1515    -10.9943          63     0.15000 
          63     1.25000      COMB10         Min     11.6611      4.7267          63     1.25000 
          63     2.35000      COMB10         Min     10.1707     -5.7230          63     2.35000 
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          63     0.15000      COMB11         Max      1.5787    -16.8497          63     0.15000 
          63     1.25000      COMB11         Max      0.2872      5.1819          63     1.25000 
          63     2.35000      COMB11         Max     -1.0043      1.0428          63     2.35000 
          63     0.15000      COMB11         Min      1.5787    -16.8497          63     0.15000 
          63     1.25000      COMB11         Min      0.2872      5.1819          63     1.25000 
          63     2.35000      COMB11         Min     -1.0043      1.0428          63     2.35000 
          63     0.15000      COMB12         Max     13.8446    -16.6230          63     0.15000 
          63     1.25000      COMB12         Max     11.7949      5.1339          63     1.25000 
          63     2.35000      COMB12         Max      9.7452      0.7200          63     2.35000 
          63     0.15000      COMB12         Min     13.8446    -16.6230          63     0.15000 
          63     1.25000      COMB12         Min     11.7949      5.1339          63     1.25000 
          63     2.35000      COMB12         Min      9.7452      0.7200          63     2.35000 
          63     0.15000      COMB13         Max      1.9497    -16.2460          63     0.15000 
          63     1.25000      COMB13         Max      0.3366      7.3217          63     1.25000 
          63     2.35000      COMB13         Max     -1.2764     11.2852          63     2.35000 
          63     0.15000      COMB13         Min      1.9256    -22.8126          63     0.15000 
          63     1.25000      COMB13         Min      0.3055      4.0153          63     1.25000 
          63     2.35000      COMB13         Min     -1.3147     -1.8941          63     2.35000 
          63     0.15000      COMB14         Max     20.1838    -19.1758          63     0.15000 
          63     1.25000      COMB14         Max     18.9110      5.8728          63     1.25000 
          63     2.35000      COMB14         Max     17.6652      5.3693          63     2.35000 
          63     0.15000      COMB14         Min    -16.3084    -19.8828          63     0.15000 
          63     1.25000      COMB14         Min    -18.2689      5.4643          63     1.25000 
          63     2.35000      COMB14         Min    -20.2562      4.0218          63     2.35000 
          63     0.15000         INV         Max     20.1838    -10.9943          63     0.15000 
          63     1.25000         INV         Max     18.9110      7.3217          63     1.25000 
          63     2.35000         INV         Max     17.6652     11.2852          63     2.35000 
          63     0.15000         INV         Min    -16.3084    -22.8126          63     0.15000 
          63     1.25000         INV         Min    -18.2689      4.0153          63     1.25000 
          63     2.35000         INV         Min    -20.2562     -5.7230          63     2.35000 
          64     0.15000          PP                 -0.2498    -11.1273          64     0.15000 
          64     1.25000          PP                 -0.0225      4.8457          64     1.25000 
          64     2.35000          PP                  0.2047     -5.3521          64     2.35000 
          64     0.15000        PERM                 -0.6427      9.3350          64     0.15000 
          64     1.25000        PERM                  0.0234      0.3159          64     1.25000 
          64     2.35000        PERM                  0.6895     -8.7033          64     2.35000 
          64     0.15000        NEVE                 -0.4397      6.3871          64     0.15000 
          64     1.25000        NEVE                  0.0160      0.2161          64     1.25000 
          64     2.35000        NEVE                  0.4718     -5.9549          64     2.35000 
          64     0.15000      VENTOX                  0.0961     -1.9546          64     0.15000 
          64     1.25000      VENTOX                 -0.0034     -0.1427          64     1.25000 
          64     2.35000      VENTOX                 -0.1030      1.6693          64     2.35000 
          64     0.15000      VENTOY                 10.8744     -2.2289          64     0.15000 
          64     1.25000      VENTOY                 12.3302     -0.1839          64     1.25000 
          64     2.35000      VENTOY                 13.7861      1.8611          64     2.35000 
          64     0.15000      SISMAX         Max      0.0173      6.4637          64     0.15000 
          64     1.25000      SISMAX         Max      0.0019      1.4888          64     1.25000 
          64     2.35000      SISMAX         Max      0.0192      3.4861          64     2.35000 
          64     0.15000      SISMAY         Max     18.9473      2.0378          64     0.15000 
          64     1.25000      SISMAY         Max     19.6008      0.4219          64     1.25000 
          64     2.35000      SISMAY         Max     20.2802      1.1999          64     2.35000 
          64     0.15000        TERM                 -0.2011     -1.5680          64     0.15000 
          64     1.25000        TERM                 -0.0202     -0.5743          64     1.25000 
          64     2.35000        TERM                  0.1608      0.4194          64     2.35000 
          64     0.15000       COMB1         Max     -1.0936     -3.3603          64     0.15000 
          64     1.25000       COMB1         Max     -0.0193      4.5873          64     1.25000 
          64     2.35000       COMB1         Max      1.0550    -13.6359          64     2.35000 
          64     0.15000       COMB1         Min     -1.0936     -3.3603          64     0.15000 
          64     1.25000       COMB1         Min     -0.0193      4.5873          64     1.25000 
          64     2.35000       COMB1         Min      1.0550    -13.6359          64     2.35000 
          64     0.15000       COMB2         Max     -1.5334      3.0268          64     0.15000 
          64     1.25000       COMB2         Max     -0.0033      4.8034          64     1.25000 
          64     2.35000       COMB2         Max      1.5268    -19.5908          64     2.35000 
          64     0.15000       COMB2         Min     -1.5334      3.0268          64     0.15000 
          64     1.25000       COMB2         Min     -0.0033      4.8034          64     1.25000 
          64     2.35000       COMB2         Min      1.5268    -19.5908          64     2.35000 
          64     0.15000       COMB3         Max     -0.9975     -5.3149          64     0.15000 
          64     1.25000       COMB3         Max     -0.0227      4.4446          64     1.25000 
          64     2.35000       COMB3         Max      0.9520    -11.9667          64     2.35000 
          64     0.15000       COMB3         Min     -0.9975     -5.3149          64     0.15000 
          64     1.25000       COMB3         Min     -0.0227      4.4446          64     1.25000 
          64     2.35000       COMB3         Min      0.9520    -11.9667          64     2.35000 
          64     0.15000       COMB4         Max      9.7807     -5.5892          64     0.15000 
          64     1.25000       COMB4         Max     12.3110      4.4033          64     1.25000 
          64     2.35000       COMB4         Max     14.8412    -11.7749          64     2.35000 
          64     0.15000       COMB4         Min      9.7807     -5.5892          64     0.15000 
          64     1.25000       COMB4         Min     12.3110      4.4033          64     1.25000 
          64     2.35000       COMB4         Min     14.8412    -11.7749          64     2.35000 
          64     0.15000       COMB5         Max     -1.4372      1.0721          64     0.15000 
          64     1.25000       COMB5         Max     -0.0067      4.6607          64     1.25000 
          64     2.35000       COMB5         Max      1.4238    -17.9215          64     2.35000 
          64     0.15000       COMB5         Min     -1.4372      1.0721          64     0.15000 
          64     1.25000       COMB5         Min     -0.0067      4.6607          64     1.25000 
          64     2.35000       COMB5         Min      1.4238    -17.9215          64     2.35000 
          64     0.15000       COMB6         Max      9.3410      0.7978          64     0.15000 
          64     1.25000       COMB6         Max     12.3270      4.6194          64     1.25000 
          64     2.35000       COMB6         Max     15.3129    -17.7297          64     2.35000 
          64     0.15000       COMB6         Min      9.3410      0.7978          64     0.15000 
          64     1.25000       COMB6         Min     12.3270      4.6194          64     1.25000 
          64     2.35000       COMB6         Min     15.3129    -17.7297          64     2.35000 
          64     0.15000       COMB7         Max     -0.6913     -0.2243          64     0.15000 
          64     1.25000       COMB7         Max      0.0211      5.7359          64     1.25000 
          64     2.35000       COMB7         Max      0.7335    -14.4747          64     2.35000 
          64     0.15000       COMB7         Min     -0.6913     -0.2243          64     0.15000 
          64     1.25000       COMB7         Min      0.0211      5.7359          64     1.25000 
          64     2.35000       COMB7         Min      0.7335    -14.4747          64     2.35000 
          64     0.15000       COMB8         Max     -1.1311      6.1628          64     0.15000 
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          64     1.25000       COMB8         Max      0.0371      5.9520          64     1.25000 
          64     2.35000       COMB8         Max      1.2053    -20.4296          64     2.35000 
          64     0.15000       COMB8         Min     -1.1311      6.1628          64     0.15000 
          64     1.25000       COMB8         Min      0.0371      5.9520          64     1.25000 
          64     2.35000       COMB8         Min      1.2053    -20.4296          64     2.35000 
          64     0.15000       COMB9         Max     -0.5952     -2.1789          64     0.15000 
          64     1.25000       COMB9         Max      0.0176      5.5932          64     1.25000 
          64     2.35000       COMB9         Max      0.6305    -12.8055          64     2.35000 
          64     0.15000       COMB9         Min     -0.5952     -2.1789          64     0.15000 
          64     1.25000       COMB9         Min      0.0176      5.5932          64     1.25000 
          64     2.35000       COMB9         Min      0.6305    -12.8055          64     2.35000 
          64     0.15000      COMB10         Max     10.1830     -2.4533          64     0.15000 
          64     1.25000      COMB10         Max     12.3513      5.5519          64     1.25000 
          64     2.35000      COMB10         Max     14.5196    -12.6137          64     2.35000 
          64     0.15000      COMB10         Min     10.1830     -2.4533          64     0.15000 
          64     1.25000      COMB10         Min     12.3513      5.5519          64     1.25000 
          64     2.35000      COMB10         Min     14.5196    -12.6137          64     2.35000 
          64     0.15000      COMB11         Max     -1.0350      4.2081          64     0.15000 
          64     1.25000      COMB11         Max      0.0337      5.8093          64     1.25000 
          64     2.35000      COMB11         Max      1.1023    -18.7603          64     2.35000 
          64     0.15000      COMB11         Min     -1.0350      4.2081          64     0.15000 
          64     1.25000      COMB11         Min      0.0337      5.8093          64     1.25000 
          64     2.35000      COMB11         Min      1.1023    -18.7603          64     2.35000 
          64     0.15000      COMB12         Max      9.7433      3.9338          64     0.15000 
          64     1.25000      COMB12         Max     12.3673      5.7680          64     1.25000 
          64     2.35000      COMB12         Max     14.9914    -18.5685          64     2.35000 
          64     0.15000      COMB12         Min      9.7433      3.9338          64     0.15000 
          64     1.25000      COMB12         Min     12.3673      5.7680          64     1.25000 
          64     2.35000      COMB12         Min     14.9914    -18.5685          64     2.35000 
          64     0.15000      COMB13         Max     -1.3149     11.0585          64     0.15000 
          64     1.25000      COMB13         Max      0.0188      6.8665          64     1.25000 
          64     2.35000      COMB13         Max      1.3852    -16.5241          64     2.35000 
          64     0.15000      COMB13         Min     -1.3495     -1.8689          64     0.15000 
          64     1.25000      COMB13         Min      0.0150      3.8888          64     1.25000 
          64     2.35000      COMB13         Min      1.3469    -23.4963          64     2.35000 
          64     0.15000      COMB14         Max     17.6151      6.6326          64     0.15000 
          64     1.25000      COMB14         Max     19.6177      5.7995          64     1.25000 
          64     2.35000      COMB14         Max     21.6463    -18.8103          64     2.35000 
          64     0.15000      COMB14         Min    -20.2795      2.5569          64     0.15000 
          64     1.25000      COMB14         Min    -19.5839      4.9558          64     1.25000 
          64     2.35000      COMB14         Min    -18.9142    -21.2101          64     2.35000 
          64     0.15000         INV         Max     17.6151     11.0585          64     0.15000 
          64     1.25000         INV         Max     19.6177      6.8665          64     1.25000 
          64     2.35000         INV         Max     21.6463    -11.7749          64     2.35000 
          64     0.15000         INV         Min    -20.2795     -5.5892          64     0.15000 
          64     1.25000         INV         Min    -19.5839      3.8888          64     1.25000 
          64     2.35000         INV         Min    -18.9142    -23.4963          64     2.35000 
          65     0.15000          PP                  0.2045     -5.3259          65     0.15000 
          65     1.25000          PP                 -0.0241      5.0158          65     1.25000 
          65     2.35000          PP                 -0.2528    -10.8133          65     2.35000 
          65     0.15000        PERM                  0.6864     -8.7208          65     0.15000 
          65     1.25000        PERM                 -0.0028      0.3428          65     1.25000 
          65     2.35000        PERM                 -0.6920      9.4064          65     2.35000 
          65     0.15000        NEVE                  0.4696     -5.9668          65     0.15000 
          65     1.25000        NEVE                 -0.0019      0.2346          65     1.25000 
          65     2.35000        NEVE                 -0.4735      6.4360          65     2.35000 
          65     0.15000      VENTOX                 -0.0990      1.2612          65     0.15000 
          65     1.25000      VENTOX                  0.0297      0.0294          65     1.25000 
          65     2.35000      VENTOX                  0.1584     -1.2025          65     2.35000 
          65     0.15000      VENTOY                 13.7937      1.4802          65     0.15000 
          65     1.25000      VENTOY                 12.2780     -0.0069          65     1.25000 
          65     2.35000      VENTOY                 10.7623     -1.4939          65     2.35000 
          65     0.15000      SISMAX         Max      0.0240      3.4639          65     0.15000 
          65     1.25000      SISMAX         Max      0.0420      1.5300          65     1.25000 
          65     2.35000      SISMAX         Max      0.0600      6.5238          65     2.35000 
          65     0.15000      SISMAY         Max     20.2427      0.3939          65     0.15000 
          65     1.25000      SISMAY         Max     19.0352      0.2229          65     1.25000 
          65     2.35000      SISMAY         Max     17.8751      0.7733          65     2.35000 
          65     0.15000        TERM                  0.1612     -0.4780          65     0.15000 
          65     1.25000        TERM                 -0.0163     -0.2265          65     1.25000 
          65     2.35000        TERM                 -0.1938      0.0250          65     2.35000 
          65     0.15000       COMB1         Max      1.0521    -14.5246          65     0.15000 
          65     1.25000       COMB1         Max     -0.0432      5.1322          65     1.25000 
          65     2.35000       COMB1         Max     -1.1386     -1.3818          65     2.35000 
          65     0.15000       COMB1         Min      1.0521    -14.5246          65     0.15000 
          65     1.25000       COMB1         Min     -0.0432      5.1322          65     1.25000 
          65     2.35000       COMB1         Min     -1.1386     -1.3818          65     2.35000 
          65     0.15000       COMB2         Max      1.5218    -20.4914          65     0.15000 
          65     1.25000       COMB2         Max     -0.0452      5.3668          65     1.25000 
          65     2.35000       COMB2         Max     -1.6121      5.0541          65     2.35000 
          65     0.15000       COMB2         Min      1.5218    -20.4914          65     0.15000 
          65     1.25000       COMB2         Min     -0.0452      5.3668          65     1.25000 
          65     2.35000       COMB2         Min     -1.6121      5.0541          65     2.35000 
          65     0.15000       COMB3         Max      0.9531    -13.2634          65     0.15000 
          65     1.25000       COMB3         Max     -0.0135      5.1615          65     1.25000 
          65     2.35000       COMB3         Max     -0.9802     -2.5843          65     2.35000 
          65     0.15000       COMB3         Min      0.9531    -13.2634          65     0.15000 
          65     1.25000       COMB3         Min     -0.0135      5.1615          65     1.25000 
          65     2.35000       COMB3         Min     -0.9802     -2.5843          65     2.35000 
          65     0.15000       COMB4         Max     14.8459    -13.0444          65     0.15000 
          65     1.25000       COMB4         Max     12.2347      5.1253          65     1.25000 
          65     2.35000       COMB4         Max      9.6236     -2.8757          65     2.35000 
          65     0.15000       COMB4         Min     14.8459    -13.0444          65     0.15000 
          65     1.25000       COMB4         Min     12.2347      5.1253          65     1.25000 
          65     2.35000       COMB4         Min      9.6236     -2.8757          65     2.35000 
          65     0.15000       COMB5         Max      1.4227    -19.2302          65     0.15000 
          65     1.25000       COMB5         Max     -0.0155      5.3961          65     1.25000 
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          65     2.35000       COMB5         Max     -1.4537      3.8516          65     2.35000 
          65     0.15000       COMB5         Min      1.4227    -19.2302          65     0.15000 
          65     1.25000       COMB5         Min     -0.0155      5.3961          65     1.25000 
          65     2.35000       COMB5         Min     -1.4537      3.8516          65     2.35000 
          65     0.15000       COMB6         Max     15.3155    -19.0112          65     0.15000 
          65     1.25000       COMB6         Max     12.2328      5.3599          65     1.25000 
          65     2.35000       COMB6         Max      9.1501      3.5602          65     2.35000 
          65     0.15000       COMB6         Min     15.3155    -19.0112          65     0.15000 
          65     1.25000       COMB6         Min     12.2328      5.3599          65     1.25000 
          65     2.35000       COMB6         Min      9.1501      3.5602          65     2.35000 
          65     0.15000       COMB7         Max      0.7297    -13.5687          65     0.15000 
          65     1.25000       COMB7         Max     -0.0107      5.5851          65     1.25000 
          65     2.35000       COMB7         Max     -0.7510     -1.4319          65     2.35000 
          65     0.15000       COMB7         Min      0.7297    -13.5687          65     0.15000 
          65     1.25000       COMB7         Min     -0.0107      5.5851          65     1.25000 
          65     2.35000       COMB7         Min     -0.7510     -1.4319          65     2.35000 
          65     0.15000       COMB8         Max      1.1993    -19.5355          65     0.15000 
          65     1.25000       COMB8         Max     -0.0126      5.8197          65     1.25000 
          65     2.35000       COMB8         Max     -1.2245      5.0041          65     2.35000 
          65     0.15000       COMB8         Min      1.1993    -19.5355          65     0.15000 
          65     1.25000       COMB8         Min     -0.0126      5.8197          65     1.25000 
          65     2.35000       COMB8         Min     -1.2245      5.0041          65     2.35000 
          65     0.15000       COMB9         Max      0.6307    -12.3074          65     0.15000 
          65     1.25000       COMB9         Max      0.0190      5.6145          65     1.25000 
          65     2.35000       COMB9         Max     -0.5926     -2.6344          65     2.35000 
          65     0.15000       COMB9         Min      0.6307    -12.3074          65     0.15000 
          65     1.25000       COMB9         Min      0.0190      5.6145          65     1.25000 
          65     2.35000       COMB9         Min     -0.5926     -2.6344          65     2.35000 
          65     0.15000      COMB10         Max     14.5234    -12.0885          65     0.15000 
          65     1.25000      COMB10         Max     12.2673      5.5783          65     1.25000 
          65     2.35000      COMB10         Max     10.0112     -2.9258          65     2.35000 
          65     0.15000      COMB10         Min     14.5234    -12.0885          65     0.15000 
          65     1.25000      COMB10         Min     12.2673      5.5783          65     1.25000 
          65     2.35000      COMB10         Min     10.0112     -2.9258          65     2.35000 
          65     0.15000      COMB11         Max      1.1003    -18.2743          65     0.15000 
          65     1.25000      COMB11         Max      0.0171      5.8490          65     1.25000 
          65     2.35000      COMB11         Max     -1.0661      3.8016          65     2.35000 
          65     0.15000      COMB11         Min      1.1003    -18.2743          65     0.15000 
          65     1.25000      COMB11         Min      0.0171      5.8490          65     1.25000 
          65     2.35000      COMB11         Min     -1.0661      3.8016          65     2.35000 
          65     0.15000      COMB12         Max     14.9930    -18.0553          65     0.15000 
          65     1.25000      COMB12         Max     12.2654      5.8128          65     1.25000 
          65     2.35000      COMB12         Max      9.5377      3.5102          65     2.35000 
          65     0.15000      COMB12         Min     14.9930    -18.0553          65     0.15000 
          65     1.25000      COMB12         Min     12.2654      5.8128          65     1.25000 
          65     2.35000      COMB12         Min      9.5377      3.5102          65     2.35000 
          65     0.15000      COMB13         Max      1.3846    -16.5495          65     0.15000 
          65     1.25000      COMB13         Max      0.0131      7.1232          65     1.25000 
          65     2.35000      COMB13         Max     -1.3583     11.5529          65     2.35000 
          65     0.15000      COMB13         Min      1.3365    -23.4774          65     0.15000 
          65     1.25000      COMB13         Min     -0.0709      4.0633          65     1.25000 
          65     2.35000      COMB13         Min     -1.4784     -1.4947          65     2.35000 
          65     0.15000      COMB14         Max     21.6033    -19.6196          65     0.15000 
          65     1.25000      COMB14         Max     19.0064      5.8161          65     1.25000 
          65     2.35000      COMB14         Max     16.4568      5.8025          65     2.35000 
          65     0.15000      COMB14         Min    -18.8822    -20.4073          65     0.15000 
          65     1.25000      COMB14         Min    -19.0641      5.3703          65     1.25000 
          65     2.35000      COMB14         Min    -19.2934      4.2558          65     2.35000 
          65     0.15000         INV         Max     21.6033    -12.0885          65     0.15000 
          65     1.25000         INV         Max     19.0064      7.1232          65     1.25000 
          65     2.35000         INV         Max     16.4568     11.5529          65     2.35000 
          65     0.15000         INV         Min    -18.8822    -23.4774          65     0.15000 
          65     1.25000         INV         Min    -19.0641      4.0633          65     1.25000 
          65     2.35000         INV         Min    -19.2934     -2.9258          65     2.35000 
          66     0.15000          PP                 -0.2464    -10.8110          66     0.15000 
          66     1.25000          PP                  0.0300      4.9378          66     1.25000 
          66     2.35000          PP                  0.3065     -5.4842          66     2.35000 
          66     0.15000        PERM                 -0.6707      9.3937          66     0.15000 
          66     1.25000        PERM                  0.1757      0.4272          66     1.25000 
          66     2.35000        PERM                  1.0221     -8.5393          66     2.35000 
          66     0.15000        NEVE                 -0.4589      6.4273          66     0.15000 
          66     1.25000        NEVE                  0.1202      0.2923          66     1.25000 
          66     2.35000        NEVE                  0.6994     -5.8427          66     2.35000 
          66     0.15000      VENTOX                  0.1648     -1.9708          66     0.15000 
          66     1.25000      VENTOX                  0.0824     -0.1575          66     1.25000 
          66     2.35000      VENTOX               2.380E-05      1.6559          66     2.35000 
          66     0.15000      VENTOY                 10.6846     -2.2204          66     0.15000 
          66     1.25000      VENTOY                 10.9776     -0.2171          66     1.25000 
          66     2.35000      VENTOY                 11.2707      1.7861          66     2.35000 
          66     0.15000      SISMAX         Max      0.0742      6.5264          66     0.15000 
          66     1.25000      SISMAX         Max      0.1595      1.5915          66     1.25000 
          66     2.35000      SISMAX         Max      0.2448      3.3434          66     2.35000 
          66     0.15000      SISMAY         Max     17.6446      1.9608          66     0.15000 
          66     1.25000      SISMAY         Max     16.6556      0.4470          66     1.25000 
          66     2.35000      SISMAY         Max     15.7168      1.0682          66     2.35000 
          66     0.15000        TERM                 -0.1853      0.6920          66     0.15000 
          66     1.25000        TERM                  0.0552      0.0063          66     1.25000 
          66     2.35000        TERM                  0.2958     -0.6793          66     2.35000 
          66     0.15000       COMB1         Max     -1.1024     -0.7253          66     0.15000 
          66     1.25000       COMB1         Max      0.2610      5.3713          66     1.25000 
          66     2.35000       COMB1         Max      1.6244    -14.7028          66     2.35000 
          66     0.15000       COMB1         Min     -1.1024     -0.7253          66     0.15000 
          66     1.25000       COMB1         Min      0.2610      5.3713          66     1.25000 
          66     2.35000       COMB1         Min      1.6244    -14.7028          66     2.35000 
          66     0.15000       COMB2         Max     -1.5613      5.7020          66     0.15000 
          66     1.25000       COMB2         Max      0.3812      5.6636          66     1.25000 
          66     2.35000       COMB2         Max      2.3237    -20.5455          66     2.35000 
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          66     0.15000       COMB2         Min     -1.5613      5.7020          66     0.15000 
          66     1.25000       COMB2         Min      0.3812      5.6636          66     1.25000 
          66     2.35000       COMB2         Min      2.3237    -20.5455          66     2.35000 
          66     0.15000       COMB3         Max     -0.9376     -2.6961          66     0.15000 
          66     1.25000       COMB3         Max      0.3434      5.2139          66     1.25000 
          66     2.35000       COMB3         Max      1.6244    -13.0469          66     2.35000 
          66     0.15000       COMB3         Min     -0.9376     -2.6961          66     0.15000 
          66     1.25000       COMB3         Min      0.3434      5.2139          66     1.25000 
          66     2.35000       COMB3         Min      1.6244    -13.0469          66     2.35000 
          66     0.15000       COMB4         Max      9.5822     -2.9457          66     0.15000 
          66     1.25000       COMB4         Max     11.2386      5.1542          66     1.25000 
          66     2.35000       COMB4         Max     12.8951    -12.9167          66     2.35000 
          66     0.15000       COMB4         Min      9.5822     -2.9457          66     0.15000 
          66     1.25000       COMB4         Min     11.2386      5.1542          66     1.25000 
          66     2.35000       COMB4         Min     12.8951    -12.9167          66     2.35000 
          66     0.15000       COMB5         Max     -1.3965      3.7312          66     0.15000 
          66     1.25000       COMB5         Max      0.4636      5.5062          66     1.25000 
          66     2.35000       COMB5         Max      2.3237    -18.8896          66     2.35000 
          66     0.15000       COMB5         Min     -1.3965      3.7312          66     0.15000 
          66     1.25000       COMB5         Min      0.4636      5.5062          66     1.25000 
          66     2.35000       COMB5         Min      2.3237    -18.8896          66     2.35000 
          66     0.15000       COMB6         Max      9.1233      3.4816          66     0.15000 
          66     1.25000       COMB6         Max     11.3588      5.4465          66     1.25000 
          66     2.35000       COMB6         Max     13.5944    -18.7594          66     2.35000 
          66     0.15000       COMB6         Min      9.1233      3.4816          66     0.15000 
          66     1.25000       COMB6         Min     11.3588      5.4465          66     1.25000 
          66     2.35000       COMB6         Min     13.5944    -18.7594          66     2.35000 
          66     0.15000       COMB7         Max     -0.7317     -2.1093          66     0.15000 
          66     1.25000       COMB7         Max      0.1505      5.3587          66     1.25000 
          66     2.35000       COMB7         Max      1.0328    -13.3442          66     2.35000 
          66     0.15000       COMB7         Min     -0.7317     -2.1093          66     0.15000 
          66     1.25000       COMB7         Min      0.1505      5.3587          66     1.25000 
          66     2.35000       COMB7         Min      1.0328    -13.3442          66     2.35000 
          66     0.15000       COMB8         Max     -1.1906      4.3180          66     0.15000 
          66     1.25000       COMB8         Max      0.2708      5.6509          66     1.25000 
          66     2.35000       COMB8         Max      1.7322    -19.1869          66     2.35000 
          66     0.15000       COMB8         Min     -1.1906      4.3180          66     0.15000 
          66     1.25000       COMB8         Min      0.2708      5.6509          66     1.25000 
          66     2.35000       COMB8         Min      1.7322    -19.1869          66     2.35000 
          66     0.15000       COMB9         Max     -0.5669     -4.0801          66     0.15000 
          66     1.25000       COMB9         Max      0.2329      5.2012          66     1.25000 
          66     2.35000       COMB9         Max      1.0328    -11.6883          66     2.35000 
          66     0.15000       COMB9         Min     -0.5669     -4.0801          66     0.15000 
          66     1.25000       COMB9         Min      0.2329      5.2012          66     1.25000 
          66     2.35000       COMB9         Min      1.0328    -11.6883          66     2.35000 
          66     0.15000      COMB10         Max      9.9528     -4.3297          66     0.15000 
          66     1.25000      COMB10         Max     11.1281      5.1415          66     1.25000 
          66     2.35000      COMB10         Max     12.3035    -11.5581          66     2.35000 
          66     0.15000      COMB10         Min      9.9528     -4.3297          66     0.15000 
          66     1.25000      COMB10         Min     11.1281      5.1415          66     1.25000 
          66     2.35000      COMB10         Min     12.3035    -11.5581          66     2.35000 
          66     0.15000      COMB11         Max     -1.0258      2.3472          66     0.15000 
          66     1.25000      COMB11         Max      0.3532      5.4935          66     1.25000 
          66     2.35000      COMB11         Max      1.7322    -17.5310          66     2.35000 
          66     0.15000      COMB11         Min     -1.0258      2.3472          66     0.15000 
          66     1.25000      COMB11         Min      0.3532      5.4935          66     1.25000 
          66     2.35000      COMB11         Min      1.7322    -17.5310          66     2.35000 
          66     0.15000      COMB12         Max      9.4939      2.0976          66     0.15000 
          66     1.25000      COMB12         Max     11.2484      5.4338          66     1.25000 
          66     2.35000      COMB12         Max     13.0028    -17.4008          66     2.35000 
          66     0.15000      COMB12         Min      9.4939      2.0976          66     0.15000 
          66     1.25000      COMB12         Min     11.2484      5.4338          66     1.25000 
          66     2.35000      COMB12         Min     13.0028    -17.4008          66     2.35000 
          66     0.15000      COMB13         Max     -1.3017     11.5364          66     0.15000 
          66     1.25000      COMB13         Max      0.4855      7.2488          66     1.25000 
          66     2.35000      COMB13         Max      2.2728    -16.5228          66     2.35000 
          66     0.15000      COMB13         Min     -1.4501     -1.5164          66     0.15000 
          66     1.25000      COMB13         Min      0.1665      4.0658          66     1.25000 
          66     2.35000      COMB13         Min      1.7831    -23.2096          66     2.35000 
          66     0.15000      COMB14         Max     16.2687      6.9708          66     0.15000 
          66     1.25000      COMB14         Max     16.9816      6.1043          66     1.25000 
          66     2.35000      COMB14         Max     17.7448    -18.7981          66     2.35000 
          66     0.15000      COMB14         Min    -19.0205      3.0492          66     0.15000 
          66     1.25000      COMB14         Min    -16.3296      5.2103          66     1.25000 
          66     2.35000      COMB14         Min    -13.6889    -20.9344          66     2.35000 
          66     0.15000         INV         Max     16.2687     11.5364          66     0.15000 
          66     1.25000         INV         Max     16.9816      7.2488          66     1.25000 
          66     2.35000         INV         Max     17.7448    -11.5581          66     2.35000 
          66     0.15000         INV         Min    -19.0205     -4.3297          66     0.15000 
          66     1.25000         INV         Min    -16.3296      4.0658          66     1.25000 
          66     2.35000         INV         Min    -13.6889    -23.2096          66     2.35000 
          67     0.15000          PP                  0.3201     -5.5005          67     0.15000 
          67     1.25000          PP                  0.1440      4.7539          67     1.25000 
          67     2.35000          PP                 -0.0322    -11.1624          67     2.35000 
          67     0.15000        PERM                  1.0710     -8.4991          67     0.15000 
          67     1.25000        PERM                  0.5822      0.7932          67     1.25000 
          67     2.35000        PERM                  0.0935     10.0855          67     2.35000 
          67     0.15000        NEVE                  0.7328     -5.8152          67     0.15000 
          67     1.25000        NEVE                  0.3984      0.5427          67     1.25000 
          67     2.35000        NEVE                  0.0640      6.9006          67     2.35000 
          67     0.15000      VENTOX                  0.0083      1.2418          67     0.15000 
          67     1.25000      VENTOX                  0.1508     -0.0075          67     1.25000 
          67     2.35000      VENTOX                  0.2933     -1.2568          67     2.35000 
          67     0.15000      VENTOY                 10.9631      1.3934          67     0.15000 
          67     1.25000      VENTOY                  8.2112     -0.0926          67     1.25000 
          67     2.35000      VENTOY                  5.4594     -1.5786          67     2.35000 
          67     0.15000      SISMAX         Max      0.2682      3.6319          67     0.15000 
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          67     1.25000      SISMAX         Max      0.3535      1.2314          67     1.25000 
          67     2.35000      SISMAX         Max      0.4388      6.0947          67     2.35000 
          67     0.15000      SISMAY         Max     15.2725      0.4257          67     0.15000 
          67     1.25000      SISMAY         Max     12.6800      0.2106          67     1.25000 
          67     2.35000      SISMAY         Max     10.2877      0.8413          67     2.35000 
          67     0.15000        TERM                  0.3124      0.9428          67     0.15000 
          67     1.25000        TERM                  0.1936     -0.4614          67     1.25000 
          67     2.35000        TERM                  0.0748     -1.8656          67     2.35000 
          67     0.15000       COMB1         Max      1.7035    -13.0569          67     0.15000 
          67     1.25000       COMB1         Max      0.9198      5.0857          67     1.25000 
          67     2.35000       COMB1         Max      0.1361     -2.9425          67     2.35000 
          67     0.15000       COMB1         Min      1.7035    -13.0569          67     0.15000 
          67     1.25000       COMB1         Min      0.9198      5.0857          67     1.25000 
          67     2.35000       COMB1         Min      0.1361     -2.9425          67     2.35000 
          67     0.15000       COMB2         Max      2.4363    -18.8720          67     0.15000 
          67     1.25000       COMB2         Max      1.3182      5.6284          67     1.25000 
          67     2.35000       COMB2         Max      0.2001      3.9581          67     2.35000 
          67     0.15000       COMB2         Min      2.4363    -18.8720          67     0.15000 
          67     1.25000       COMB2         Min      1.3182      5.6284          67     1.25000 
          67     2.35000       COMB2         Min      0.2001      3.9581          67     2.35000 
          67     0.15000       COMB3         Max      1.7118    -11.8151          67     0.15000 
          67     1.25000       COMB3         Max      1.0706      5.0782          67     1.25000 
          67     2.35000       COMB3         Max      0.4294     -4.1993          67     2.35000 
          67     0.15000       COMB3         Min      1.7118    -11.8151          67     0.15000 
          67     1.25000       COMB3         Min      1.0706      5.0782          67     1.25000 
          67     2.35000       COMB3         Min      0.4294     -4.1993          67     2.35000 
          67     0.15000       COMB4         Max     12.6666    -11.6635          67     0.15000 
          67     1.25000       COMB4         Max      9.1310      4.9931          67     1.25000 
          67     2.35000       COMB4         Max      5.5955     -4.5211          67     2.35000 
          67     0.15000       COMB4         Min     12.6666    -11.6635          67     0.15000 
          67     1.25000       COMB4         Min      9.1310      4.9931          67     1.25000 
          67     2.35000       COMB4         Min      5.5955     -4.5211          67     2.35000 
          67     0.15000       COMB5         Max      2.4446    -17.6303          67     0.15000 
          67     1.25000       COMB5         Max      1.4689      5.6209          67     1.25000 
          67     2.35000       COMB5         Max      0.4933      2.7013          67     2.35000 
          67     0.15000       COMB5         Min      2.4446    -17.6303          67     0.15000 
          67     1.25000       COMB5         Min      1.4689      5.6209          67     1.25000 
          67     2.35000       COMB5         Min      0.4933      2.7013          67     2.35000 
          67     0.15000       COMB6         Max     13.3994    -17.4787          67     0.15000 
          67     1.25000       COMB6         Max      9.5294      5.5358          67     1.25000 
          67     2.35000       COMB6         Max      5.6595      2.3795          67     2.35000 
          67     0.15000       COMB6         Min     13.3994    -17.4787          67     0.15000 
          67     1.25000       COMB6         Min      9.5294      5.5358          67     1.25000 
          67     2.35000       COMB6         Min      5.6595      2.3795          67     2.35000 
          67     0.15000       COMB7         Max      1.0787    -14.9424          67     0.15000 
          67     1.25000       COMB7         Max      0.5326      6.0086          67     1.25000 
          67     2.35000       COMB7         Max     -0.0134      0.7887          67     2.35000 
          67     0.15000       COMB7         Min      1.0787    -14.9424          67     0.15000 
          67     1.25000       COMB7         Min      0.5326      6.0086          67     1.25000 
          67     2.35000       COMB7         Min     -0.0134      0.7887          67     2.35000 
          67     0.15000       COMB8         Max      1.8115    -20.7575          67     0.15000 
          67     1.25000       COMB8         Max      0.9310      6.5513          67     1.25000 
          67     2.35000       COMB8         Max      0.0505      7.6893          67     2.35000 
          67     0.15000       COMB8         Min      1.8115    -20.7575          67     0.15000 
          67     1.25000       COMB8         Min      0.9310      6.5513          67     1.25000 
          67     2.35000       COMB8         Min      0.0505      7.6893          67     2.35000 
          67     0.15000       COMB9         Max      1.0870    -13.7006          67     0.15000 
          67     1.25000       COMB9         Max      0.6834      6.0011          67     1.25000 
          67     2.35000       COMB9         Max      0.2798     -0.4681          67     2.35000 
          67     0.15000       COMB9         Min      1.0870    -13.7006          67     0.15000 
          67     1.25000       COMB9         Min      0.6834      6.0011          67     1.25000 
          67     2.35000       COMB9         Min      0.2798     -0.4681          67     2.35000 
          67     0.15000      COMB10         Max     12.0418    -13.5490          67     0.15000 
          67     1.25000      COMB10         Max      8.7439      5.9160          67     1.25000 
          67     2.35000      COMB10         Max      5.4460     -0.7898          67     2.35000 
          67     0.15000      COMB10         Min     12.0418    -13.5490          67     0.15000 
          67     1.25000      COMB10         Min      8.7439      5.9160          67     1.25000 
          67     2.35000      COMB10         Min      5.4460     -0.7898          67     2.35000 
          67     0.15000      COMB11         Max      1.8198    -19.5158          67     0.15000 
          67     1.25000      COMB11         Max      1.0818      6.5438          67     1.25000 
          67     2.35000      COMB11         Max      0.3438      6.4326          67     2.35000 
          67     0.15000      COMB11         Min      1.8198    -19.5158          67     0.15000 
          67     1.25000      COMB11         Min      1.0818      6.5438          67     1.25000 
          67     2.35000      COMB11         Min      0.3438      6.4326          67     2.35000 
          67     0.15000      COMB12         Max     12.7746    -19.3642          67     0.15000 
          67     1.25000      COMB12         Max      9.1423      6.4587          67     1.25000 
          67     2.35000      COMB12         Max      5.5099      6.1108          67     2.35000 
          67     0.15000      COMB12         Min     12.7746    -19.3642          67     0.15000 
          67     1.25000      COMB12         Min      9.1423      6.4587          67     1.25000 
          67     2.35000      COMB12         Min      5.5099      6.1108          67     2.35000 
          67     0.15000      COMB13         Max      2.3921    -16.1829          67     0.15000 
          67     1.25000      COMB13         Max      1.4781      7.3212          67     1.25000 
          67     2.35000      COMB13         Max      0.5642     11.9184          67     2.35000 
          67     0.15000      COMB13         Min      1.8557    -23.4467          67     0.15000 
          67     1.25000      COMB13         Min      0.7711      4.8585          67     1.25000 
          67     2.35000      COMB13         Min     -0.3135     -0.2710          67     2.35000 
          67     0.15000      COMB14         Max     17.3964    -19.3890          67     0.15000 
          67     1.25000      COMB14         Max     13.8045      6.3004          67     1.25000 
          67     2.35000      COMB14         Max     10.4130      6.6650          67     2.35000 
          67     0.15000      COMB14         Min    -13.1487    -20.2405          67     0.15000 
          67     1.25000      COMB14         Min    -11.5554      5.8793          67     1.25000 
          67     2.35000      COMB14         Min    -10.1624      4.9824          67     2.35000 
          67     0.15000         INV         Max     17.3964    -11.6635          67     0.15000 
          67     1.25000         INV         Max     13.8045      7.3212          67     1.25000 
          67     2.35000         INV         Max     10.4130     11.9184          67     2.35000 
          67     0.15000         INV         Min    -13.1487    -23.4467          67     0.15000 
          67     1.25000         INV         Min    -11.5554      4.8585          67     1.25000 
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          67     2.35000         INV         Min    -10.1624     -4.5211          67     2.35000 
          68     0.15000          PP                 -0.0092    -11.0087          68     0.15000 
          68     1.25000          PP                  0.3326      6.0237          68     1.25000 
          68     2.35000          PP                  0.6744     -3.1147          68     2.35000 
          68     0.15000        PERM                  0.1302     10.2241          68     0.15000 
          68     1.25000        PERM                  0.8699      1.7458          68     1.25000 
          68     2.35000        PERM                  1.6097     -6.7325          68     2.35000 
          68     0.15000        NEVE                  0.0891      6.9955          68     0.15000 
          68     1.25000        NEVE                  0.5952      1.1945          68     1.25000 
          68     2.35000        NEVE                  1.1013     -4.6064          68     2.35000 
          68     0.15000      VENTOX                  0.2618     -2.0479          68     0.15000 
          68     1.25000      VENTOX                 -0.1174     -0.3214          68     1.25000 
          68     2.35000      VENTOX                 -0.4966      1.4051          68     2.35000 
          68     0.15000      VENTOY                  5.1300     -2.3251          68     0.15000 
          68     1.25000      VENTOY                  3.8481     -0.3594          68     1.25000 
          68     2.35000      VENTOY                  2.5662      1.6063          68     2.35000 
          68     0.15000      SISMAX         Max      0.4028      6.9553          68     0.15000 
          68     1.25000      SISMAX         Max      0.0402      1.7661          68     1.25000 
          68     2.35000      SISMAX         Max      0.3227      3.4232          68     2.35000 
          68     0.15000      SISMAY         Max      9.8120      1.9125          68     0.15000 
          68     1.25000      SISMAY         Max      7.6794      0.3506          68     1.25000 
          68     2.35000      SISMAY         Max      6.1761      1.2734          68     2.35000 
          68     0.15000        TERM                  0.0858      3.4526          68     0.15000 
          68     1.25000        TERM                  0.2801      0.6218          68     1.25000 
          68     2.35000        TERM                  0.4744     -2.2090          68     2.35000 
          68     0.15000       COMB1         Max      0.2068      2.6681          68     0.15000 
          68     1.25000       COMB1         Max      1.4826      8.3913          68     1.25000 
          68     2.35000       COMB1         Max      2.7584    -12.0561          68     2.35000 
          68     0.15000       COMB1         Min      0.2068      2.6681          68     0.15000 
          68     1.25000       COMB1         Min      1.4826      8.3913          68     1.25000 
          68     2.35000       COMB1         Min      2.7584    -12.0561          68     2.35000 
          68     0.15000       COMB2         Max      0.2959      9.6635          68     0.15000 
          68     1.25000       COMB2         Max      2.0778      9.5859          68     1.25000 
          68     2.35000       COMB2         Max      3.8598    -16.6626          68     2.35000 
          68     0.15000       COMB2         Min      0.2959      9.6635          68     0.15000 
          68     1.25000       COMB2         Min      2.0778      9.5859          68     1.25000 
          68     2.35000       COMB2         Min      3.8598    -16.6626          68     2.35000 
          68     0.15000       COMB3         Max      0.4686      0.6202          68     0.15000 
          68     1.25000       COMB3         Max      1.3652      8.0699          68     1.25000 
          68     2.35000       COMB3         Max      2.2618    -10.6511          68     2.35000 
          68     0.15000       COMB3         Min      0.4686      0.6202          68     0.15000 
          68     1.25000       COMB3         Min      1.3652      8.0699          68     1.25000 
          68     2.35000       COMB3         Min      2.2618    -10.6511          68     2.35000 
          68     0.15000       COMB4         Max      5.3368      0.3430          68     0.15000 
          68     1.25000       COMB4         Max      5.3307      8.0320          68     1.25000 
          68     2.35000       COMB4         Max      5.3246    -10.4498          68     2.35000 
          68     0.15000       COMB4         Min      5.3368      0.3430          68     0.15000 
          68     1.25000       COMB4         Min      5.3307      8.0320          68     1.25000 
          68     2.35000       COMB4         Min      5.3246    -10.4498          68     2.35000 
          68     0.15000       COMB5         Max      0.5577      7.6156          68     0.15000 
          68     1.25000       COMB5         Max      1.9604      9.2645          68     1.25000 
          68     2.35000       COMB5         Max      3.3632    -15.2575          68     2.35000 
          68     0.15000       COMB5         Min      0.5577      7.6156          68     0.15000 
          68     1.25000       COMB5         Min      1.9604      9.2645          68     1.25000 
          68     2.35000       COMB5         Min      3.3632    -15.2575          68     2.35000 
          68     0.15000       COMB6         Max      5.4258      7.3384          68     0.15000 
          68     1.25000       COMB6         Max      5.9259      9.2265          68     1.25000 
          68     2.35000       COMB6         Max      6.4259    -15.0562          68     2.35000 
          68     0.15000       COMB6         Min      5.4258      7.3384          68     0.15000 
          68     1.25000       COMB6         Min      5.9259      9.2265          68     1.25000 
          68     2.35000       COMB6         Min      6.4259    -15.0562          68     2.35000 
          68     0.15000       COMB7         Max      0.0353     -4.2372          68     0.15000 
          68     1.25000       COMB7         Max      0.9224      7.1477          68     1.25000 
          68     2.35000       COMB7         Max      1.8096     -7.6381          68     2.35000 
          68     0.15000       COMB7         Min      0.0353     -4.2372          68     0.15000 
          68     1.25000       COMB7         Min      0.9224      7.1477          68     1.25000 
          68     2.35000       COMB7         Min      1.8096     -7.6381          68     2.35000 
          68     0.15000       COMB8         Max      0.1243      2.7583          68     0.15000 
          68     1.25000       COMB8         Max      1.5176      8.3422          68     1.25000 
          68     2.35000       COMB8         Max      2.9109    -12.2446          68     2.35000 
          68     0.15000       COMB8         Min      0.1243      2.7583          68     0.15000 
          68     1.25000       COMB8         Min      1.5176      8.3422          68     1.25000 
          68     2.35000       COMB8         Min      2.9109    -12.2446          68     2.35000 
          68     0.15000       COMB9         Max      0.2971     -6.2851          68     0.15000 
          68     1.25000       COMB9         Max      0.8050      6.8263          68     1.25000 
          68     2.35000       COMB9         Max      1.3130     -6.2331          68     2.35000 
          68     0.15000       COMB9         Min      0.2971     -6.2851          68     0.15000 
          68     1.25000       COMB9         Min      0.8050      6.8263          68     1.25000 
          68     2.35000       COMB9         Min      1.3130     -6.2331          68     2.35000 
          68     0.15000      COMB10         Max      5.1653     -6.5623          68     0.15000 
          68     1.25000      COMB10         Max      4.7705      6.7883          68     1.25000 
          68     2.35000      COMB10         Max      4.3758     -6.0318          68     2.35000 
          68     0.15000      COMB10         Min      5.1653     -6.5623          68     0.15000 
          68     1.25000      COMB10         Min      4.7705      6.7883          68     1.25000 
          68     2.35000      COMB10         Min      4.3758     -6.0318          68     2.35000 
          68     0.15000      COMB11         Max      0.3861      0.7104          68     0.15000 
          68     1.25000      COMB11         Max      1.4002      8.0208          68     1.25000 
          68     2.35000      COMB11         Max      2.4144    -10.8395          68     2.35000 
          68     0.15000      COMB11         Min      0.3861      0.7104          68     0.15000 
          68     1.25000      COMB11         Min      1.4002      8.0208          68     1.25000 
          68     2.35000      COMB11         Min      2.4144    -10.8395          68     2.35000 
          68     0.15000      COMB12         Max      5.2543      0.4332          68     0.15000 
          68     1.25000      COMB12         Max      5.3657      7.9828          68     1.25000 
          68     2.35000      COMB12         Max      5.4771    -10.6382          68     2.35000 
          68     0.15000      COMB12         Min      5.2543      0.4332          68     0.15000 
          68     1.25000      COMB12         Min      5.3657      7.9828          68     1.25000 
          68     2.35000      COMB12         Min      5.4771    -10.6382          68     2.35000 
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          68     0.15000      COMB13         Max      0.6129     13.1662          68     0.15000 
          68     1.25000      COMB13         Max      1.8379     10.7301          68     1.25000 
          68     2.35000      COMB13         Max      3.7081    -11.0304          68     2.35000 
          68     0.15000      COMB13         Min     -0.1927     -0.7444          68     0.15000 
          68     1.25000      COMB13         Min      1.7575      7.1980          68     1.25000 
          68     2.35000      COMB13         Min      3.0626    -17.8768          68     2.35000 
          68     0.15000      COMB14         Max     10.0221      8.1234          68     0.15000 
          68     1.25000      COMB14         Max      9.4771      9.3147          68     1.25000 
          68     2.35000      COMB14         Max      9.5615    -13.1802          68     2.35000 
          68     0.15000      COMB14         Min     -9.6019      4.2984          68     0.15000 
          68     1.25000      COMB14         Min     -5.8817      8.6134          68     1.25000 
          68     2.35000      COMB14         Min     -2.7908    -15.7269          68     2.35000 
          68     0.15000         INV         Max     10.0221     13.1662          68     0.15000 
          68     1.25000         INV         Max      9.4771     10.7301          68     1.25000 
          68     2.35000         INV         Max      9.5615     -6.0318          68     2.35000 
          68     0.15000         INV         Min     -9.6019     -6.5623          68     0.15000 
          68     1.25000         INV         Min     -5.8817      6.7883          68     1.25000 
          68     2.35000         INV         Min     -2.7908    -17.8768          68     2.35000 
          69     0.15000          PP                  0.7107     -2.5251          69     0.15000 
          69     1.25000          PP                  0.6339     10.7379          69     1.25000 
          69     2.35000          PP                  0.5570     -2.1699          69     2.35000 
          69     0.15000        PERM                  1.6629     -6.6659          69     0.15000 
          69     1.25000        PERM                  1.3078      1.8617          69     1.25000 
          69     2.35000        PERM                  0.9526     10.3893          69     2.35000 
          69     0.15000        NEVE                  1.1378     -4.5609          69     0.15000 
          69     1.25000        NEVE                  0.8948      1.2738          69     1.25000 
          69     2.35000        NEVE                  0.6518      7.1085          69     2.35000 
          69     0.15000      VENTOX                 -0.5749      0.9666          69     0.15000 
          69     1.25000      VENTOX                 -0.7702     -0.3070          69     1.25000 
          69     2.35000      VENTOX                 -0.9655     -1.5805          69     2.35000 
          69     0.15000      VENTOY                  1.8152      1.2465          69     0.15000 
          69     1.25000      VENTOY                 -2.6580      0.1290          69     1.25000 
          69     2.35000      VENTOY                 -7.1313     -0.9885          69     2.35000 
          69     0.15000      SISMAX         Max      0.4212      3.3263          69     0.15000 
          69     1.25000      SISMAX         Max      0.7830      3.0410          69     1.25000 
          69     2.35000      SISMAX         Max      1.1448      9.4082          69     2.35000 
          69     0.15000      SISMAY         Max      5.8205      0.6727          69     0.15000 
          69     1.25000      SISMAY         Max      6.0844      1.0200          69     1.25000 
          69     2.35000      SISMAY         Max      8.9378      1.8834          69     2.35000 
          69     0.15000        TERM                  0.4772      1.6386          69     0.15000 
          69     1.25000        TERM                  0.3014     -3.1869          69     1.25000 
          69     2.35000        TERM                  0.1256     -8.0125          69     2.35000 
          69     0.15000       COMB1         Max      2.8508     -7.5524          69     0.15000 
          69     1.25000       COMB1         Max      2.2430      9.4127          69     1.25000 
          69     2.35000       COMB1         Max      1.6352      0.2069          69     2.35000 
          69     0.15000       COMB1         Min      2.8508     -7.5524          69     0.15000 
          69     1.25000       COMB1         Min      2.2430      9.4127          69     1.25000 
          69     2.35000       COMB1         Min      1.6352      0.2069          69     2.35000 
          69     0.15000       COMB2         Max      3.9886    -12.1132          69     0.15000 
          69     1.25000       COMB2         Max      3.1378     10.6865          69     1.25000 
          69     2.35000       COMB2         Max      2.2870      7.3154          69     2.35000 
          69     0.15000       COMB2         Min      3.9886    -12.1132          69     0.15000 
          69     1.25000       COMB2         Min      3.1378     10.6865          69     1.25000 
          69     2.35000       COMB2         Min      2.2870      7.3154          69     2.35000 
          69     0.15000       COMB3         Max      2.2760     -6.5857          69     0.15000 
          69     1.25000       COMB3         Max      1.4729      9.1057          69     1.25000 
          69     2.35000       COMB3         Max      0.6697     -1.3736          69     2.35000 
          69     0.15000       COMB3         Min      2.2760     -6.5857          69     0.15000 
          69     1.25000       COMB3         Min      1.4729      9.1057          69     1.25000 
          69     2.35000       COMB3         Min      0.6697     -1.3736          69     2.35000 
          69     0.15000       COMB4         Max      4.6661     -6.3059          69     0.15000 
          69     1.25000       COMB4         Max     -0.4150      9.5417          69     1.25000 
          69     2.35000       COMB4         Max     -5.4961     -0.7816          69     2.35000 
          69     0.15000       COMB4         Min      4.6661     -6.3059          69     0.15000 
          69     1.25000       COMB4         Min     -0.4150      9.5417          69     1.25000 
          69     2.35000       COMB4         Min     -5.4961     -0.7816          69     2.35000 
          69     0.15000       COMB5         Max      3.4138    -11.1466          69     0.15000 
          69     1.25000       COMB5         Max      2.3676     10.3795          69     1.25000 
          69     2.35000       COMB5         Max      1.3215      5.7349          69     2.35000 
          69     0.15000       COMB5         Min      3.4138    -11.1466          69     0.15000 
          69     1.25000       COMB5         Min      2.3676     10.3795          69     1.25000 
          69     2.35000       COMB5         Min      1.3215      5.7349          69     2.35000 
          69     0.15000       COMB6         Max      5.8039    -10.8667          69     0.15000 
          69     1.25000       COMB6         Max      0.4798     10.8155          69     1.25000 
          69     2.35000       COMB6         Max     -4.8443      6.3269          69     2.35000 
          69     0.15000       COMB6         Min      5.8039    -10.8667          69     0.15000 
          69     1.25000       COMB6         Min      0.4798     10.8155          69     1.25000 
          69     2.35000       COMB6         Min     -4.8443      6.3269          69     2.35000 
          69     0.15000       COMB7         Max      1.8964    -10.8295          69     0.15000 
          69     1.25000       COMB7         Max      1.6402     15.7866          69     1.25000 
          69     2.35000       COMB7         Max      1.3840     16.2319          69     2.35000 
          69     0.15000       COMB7         Min      1.8964    -10.8295          69     0.15000 
          69     1.25000       COMB7         Min      1.6402     15.7866          69     1.25000 
          69     2.35000       COMB7         Min      1.3840     16.2319          69     2.35000 
          69     0.15000       COMB8         Max      3.0342    -15.3904          69     0.15000 
          69     1.25000       COMB8         Max      2.5350     17.0604          69     1.25000 
          69     2.35000       COMB8         Max      2.0357     23.3404          69     2.35000 
          69     0.15000       COMB8         Min      3.0342    -15.3904          69     0.15000 
          69     1.25000       COMB8         Min      2.5350     17.0604          69     1.25000 
          69     2.35000       COMB8         Min      2.0357     23.3404          69     2.35000 
          69     0.15000       COMB9         Max      1.3216     -9.8629          69     0.15000 
          69     1.25000       COMB9         Max      0.8700     15.4796          69     1.25000 
          69     2.35000       COMB9         Max      0.4185     14.6513          69     2.35000 
          69     0.15000       COMB9         Min      1.3216     -9.8629          69     0.15000 
          69     1.25000       COMB9         Min      0.8700     15.4796          69     1.25000 
          69     2.35000       COMB9         Min      0.4185     14.6513          69     2.35000 
          69     0.15000      COMB10         Max      3.7117     -9.5830          69     0.15000 
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          69     1.25000      COMB10         Max     -1.0178     15.9156          69     1.25000 
          69     2.35000      COMB10         Max     -5.7473     15.2434          69     2.35000 
          69     0.15000      COMB10         Min      3.7117     -9.5830          69     0.15000 
          69     1.25000      COMB10         Min     -1.0178     15.9156          69     1.25000 
          69     2.35000      COMB10         Min     -5.7473     15.2434          69     2.35000 
          69     0.15000      COMB11         Max      2.4594    -14.4238          69     0.15000 
          69     1.25000      COMB11         Max      1.7648     16.7534          69     1.25000 
          69     2.35000      COMB11         Max      1.0702     21.7598          69     2.35000 
          69     0.15000      COMB11         Min      2.4594    -14.4238          69     0.15000 
          69     1.25000      COMB11         Min      1.7648     16.7534          69     1.25000 
          69     2.35000      COMB11         Min      1.0702     21.7598          69     2.35000 
          69     0.15000      COMB12         Max      4.8495    -14.1439          69     0.15000 
          69     1.25000      COMB12         Max     -0.1230     17.1894          69     1.25000 
          69     2.35000      COMB12         Max     -5.0955     22.3519          69     2.35000 
          69     0.15000      COMB12         Min      4.8495    -14.1439          69     0.15000 
          69     1.25000      COMB12         Min     -0.1230     17.1894          69     1.25000 
          69     2.35000      COMB12         Min     -5.0955     22.3519          69     2.35000 
          69     0.15000      COMB13         Max      3.9327    -10.4255          69     0.15000 
          69     1.25000      COMB13         Max      3.6194     16.9144          69     1.25000 
          69     2.35000      COMB13         Max      3.3062     24.7361          69     2.35000 
          69     0.15000      COMB13         Min      3.0902    -17.0781          69     0.15000 
          69     1.25000      COMB13         Min      2.0534     10.8325          69     1.25000 
          69     2.35000      COMB13         Min      1.0165      5.9197          69     2.35000 
          69     0.15000      COMB14         Max      9.3319    -13.0791          69     0.15000 
          69     1.25000      COMB14         Max      8.9208     14.8935          69     1.25000 
          69     2.35000      COMB14         Max     11.0992     17.2113          69     2.35000 
          69     0.15000      COMB14         Min     -2.3091    -14.4244          69     0.15000 
          69     1.25000      COMB14         Min     -3.2480     12.8534          69     1.25000 
          69     2.35000      COMB14         Min     -6.7765     13.4445          69     2.35000 
          69     0.15000         INV         Max      9.3319     -6.3059          69     0.15000 
          69     1.25000         INV         Max      8.9208     17.1894          69     1.25000 
          69     2.35000         INV         Max     11.0992     24.7361          69     2.35000 
          69     0.15000         INV         Min     -2.3091    -17.0781          69     0.15000 
          69     1.25000         INV         Min     -3.2480      9.1057          69     1.25000 
          69     2.35000         INV         Min     -6.7765     -1.3736          69     2.35000 
          70     0.15000          PP                  0.4792     -1.5542          70     0.15000 
          70     1.25000          PP                 -0.0415     13.6621          70     1.25000 
          70     2.35000          PP                 -0.5621      2.7077          70     2.35000 
          70     0.15000        PERM                  0.7747     11.0030          70     0.15000 
          70     1.25000        PERM                 -0.2450      5.6093          70     1.25000 
          70     2.35000        PERM                 -1.2648      0.2157          70     2.35000 
          70     0.15000        NEVE                  0.5301      7.5284          70     0.15000 
          70     1.25000        NEVE                 -0.1676      3.8380          70     1.25000 
          70     2.35000        NEVE                 -0.8654      0.1476          70     2.35000 
          70     0.15000      VENTOX                 -1.1622     -2.5667          70     0.15000 
          70     1.25000      VENTOX                 -2.3935     -2.0310          70     1.25000 
          70     2.35000      VENTOX                 -3.6248     -1.4952          70     2.35000 
          70     0.15000      VENTOY                 -8.0808     -1.7952          70     0.15000 
          70     1.25000      VENTOY                -12.2343     -0.5569          70     1.25000 
          70     2.35000      VENTOY                -16.3878      0.6815          70     2.35000 
          70     0.15000      SISMAX         Max      1.4669      2.8369          70     0.15000 
          70     1.25000      SISMAX         Max      3.4614      6.3449          70     1.25000 
          70     2.35000      SISMAX         Max      5.4560     15.5266          70     2.35000 
          70     0.15000      SISMAY         Max      9.5127      0.5768          70     0.15000 
          70     1.25000      SISMAY         Max     12.7840      0.9798          70     1.25000 
          70     2.35000      SISMAY         Max     16.3194      2.3978          70     2.35000 
          70     0.15000        TERM                 -0.0627      1.2184          70     0.15000 
          70     1.25000        TERM                 -1.2876     -6.7454          70     1.25000 
          70     2.35000        TERM                 -2.5125    -14.7093          70     2.35000 
          70     0.15000       COMB1         Max      1.1912     10.6672          70     0.15000 
          70     1.25000       COMB1         Max     -1.5741     12.5260          70     1.25000 
          70     2.35000       COMB1         Max     -4.3394    -11.7860          70     2.35000 
          70     0.15000       COMB1         Min      1.1912     10.6672          70     0.15000 
          70     1.25000       COMB1         Min     -1.5741     12.5260          70     1.25000 
          70     2.35000       COMB1         Min     -4.3394    -11.7860          70     2.35000 
          70     0.15000       COMB2         Max      1.7213     18.1956          70     0.15000 
          70     1.25000       COMB2         Max     -1.7417     16.3640          70     1.25000 
          70     2.35000       COMB2         Max     -5.2048    -11.6384          70     2.35000 
          70     0.15000       COMB2         Min      1.7213     18.1956          70     0.15000 
          70     1.25000       COMB2         Min     -1.7417     16.3640          70     1.25000 
          70     2.35000       COMB2         Min     -5.2048    -11.6384          70     2.35000 
          70     0.15000       COMB3         Max      0.0290      8.1006          70     0.15000 
          70     1.25000       COMB3         Max     -3.9676     10.4951          70     1.25000 
          70     2.35000       COMB3         Max     -7.9642    -13.2812          70     2.35000 
          70     0.15000       COMB3         Min      0.0290      8.1006          70     0.15000 
          70     1.25000       COMB3         Min     -3.9676     10.4951          70     1.25000 
          70     2.35000       COMB3         Min     -7.9642    -13.2812          70     2.35000 
          70     0.15000       COMB4         Max     -6.8896      8.8720          70     0.15000 
          70     1.25000       COMB4         Max    -13.8084     11.9691          70     1.25000 
          70     2.35000       COMB4         Max    -20.7272    -11.1045          70     2.35000 
          70     0.15000       COMB4         Min     -6.8896      8.8720          70     0.15000 
          70     1.25000       COMB4         Min    -13.8084     11.9691          70     1.25000 
          70     2.35000       COMB4         Min    -20.7272    -11.1045          70     2.35000 
          70     0.15000       COMB5         Max      0.5591     15.6289          70     0.15000 
          70     1.25000       COMB5         Max     -4.1352     14.3330          70     1.25000 
          70     2.35000       COMB5         Max     -8.8296    -13.1336          70     2.35000 
          70     0.15000       COMB5         Min      0.5591     15.6289          70     0.15000 
          70     1.25000       COMB5         Min     -4.1352     14.3330          70     1.25000 
          70     2.35000       COMB5         Min     -8.8296    -13.1336          70     2.35000 
          70     0.15000       COMB6         Max     -6.3595     16.4004          70     0.15000 
          70     1.25000       COMB6         Max    -13.9760     15.8071          70     1.25000 
          70     2.35000       COMB6         Max    -21.5926    -10.9569          70     2.35000 
          70     0.15000       COMB6         Min     -6.3595     16.4004          70     0.15000 
          70     1.25000       COMB6         Min    -13.9760     15.8071          70     1.25000 
          70     2.35000       COMB6         Min    -21.5926    -10.9569          70     2.35000 
          70     0.15000       COMB7         Max      1.3167      8.2304          70     0.15000 
          70     1.25000       COMB7         Max      1.0011     26.0169          70     1.25000 
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          70     2.35000       COMB7         Max      0.6856     17.6326          70     2.35000 
          70     0.15000       COMB7         Min      1.3167      8.2304          70     0.15000 
          70     1.25000       COMB7         Min      1.0011     26.0169          70     1.25000 
          70     2.35000       COMB7         Min      0.6856     17.6326          70     2.35000 
          70     0.15000       COMB8         Max      1.8468     15.7587          70     0.15000 
          70     1.25000       COMB8         Max      0.8335     29.8548          70     1.25000 
          70     2.35000       COMB8         Max     -0.1797     17.7802          70     2.35000 
          70     0.15000       COMB8         Min      1.8468     15.7587          70     0.15000 
          70     1.25000       COMB8         Min      0.8335     29.8548          70     1.25000 
          70     2.35000       COMB8         Min     -0.1797     17.7802          70     2.35000 
          70     0.15000       COMB9         Max      0.1545      5.6637          70     0.15000 
          70     1.25000       COMB9         Max     -1.3923     23.9859          70     1.25000 
          70     2.35000       COMB9         Max     -2.9392     16.1374          70     2.35000 
          70     0.15000       COMB9         Min      0.1545      5.6637          70     0.15000 
          70     1.25000       COMB9         Min     -1.3923     23.9859          70     1.25000 
          70     2.35000       COMB9         Min     -2.9392     16.1374          70     2.35000 
          70     0.15000      COMB10         Max     -6.7641      6.4351          70     0.15000 
          70     1.25000      COMB10         Max    -11.2332     25.4600          70     1.25000 
          70     2.35000      COMB10         Max    -15.7022     18.3141          70     2.35000 
          70     0.15000      COMB10         Min     -6.7641      6.4351          70     0.15000 
          70     1.25000      COMB10         Min    -11.2332     25.4600          70     1.25000 
          70     2.35000      COMB10         Min    -15.7022     18.3141          70     2.35000 
          70     0.15000      COMB11         Max      0.6846     13.1921          70     0.15000 
          70     1.25000      COMB11         Max     -1.5600     27.8239          70     1.25000 
          70     2.35000      COMB11         Max     -3.8045     16.2850          70     2.35000 
          70     0.15000      COMB11         Min      0.6846     13.1921          70     0.15000 
          70     1.25000      COMB11         Min     -1.5600     27.8239          70     1.25000 
          70     2.35000      COMB11         Min     -3.8045     16.2850          70     2.35000 
          70     0.15000      COMB12         Max     -6.2340     13.9635          70     0.15000 
          70     1.25000      COMB12         Max    -11.4008     29.2980          70     1.25000 
          70     2.35000      COMB12         Max    -16.5675     18.4617          70     2.35000 
          70     0.15000      COMB12         Min     -6.2340     13.9635          70     0.15000 
          70     1.25000      COMB12         Min    -11.4008     29.2980          70     1.25000 
          70     2.35000      COMB12         Min    -16.5675     18.4617          70     2.35000 
          70     0.15000      COMB13         Max      3.2509     19.8140          70     0.15000 
          70     1.25000      COMB13         Max      3.0073     29.4543          70     1.25000 
          70     2.35000      COMB13         Max      2.7638     18.5975          70     2.35000 
          70     0.15000      COMB13         Min      0.3172     14.1403          70     0.15000 
          70     1.25000      COMB13         Min     -3.9156     16.7645          70     1.25000 
          70     2.35000      COMB13         Min     -8.1483    -12.4557          70     2.35000 
          70     0.15000      COMB14         Max     11.2967     17.5540          70     0.15000 
          70     1.25000      COMB14         Max     12.3299     24.0893          70     1.25000 
          70     2.35000      COMB14         Max     13.6272      5.4687          70     2.35000 
          70     0.15000      COMB14         Min     -7.7287     16.4003          70     0.15000 
          70     1.25000      COMB14         Min    -13.2381     22.1296          70     1.25000 
          70     2.35000      COMB14         Min    -19.0117      0.6731          70     2.35000 
          70     0.15000         INV         Max     11.2967     19.8140          70     0.15000 
          70     1.25000         INV         Max     12.3299     29.8548          70     1.25000 
          70     2.35000         INV         Max     13.6272     18.5975          70     2.35000 
          70     0.15000         INV         Min     -7.7287      5.6637          70     0.15000 
          70     1.25000         INV         Min    -13.9760     10.4951          70     1.25000 
          70     2.35000         INV         Min    -21.5926    -13.2812          70     2.35000 
          71     0.15000          PP                 -0.6241      7.6427          71     0.15000 
          71     1.25000          PP                 -0.5707     17.5003          71     1.25000 
          71     2.35000          PP                 -0.5172      1.1872          71     2.35000 
          71     0.15000        PERM                 -1.3949     12.1892          71     0.15000 
          71     1.25000        PERM                 -1.3605      8.2559          71     1.25000 
          71     2.35000        PERM                 -1.3261      1.4489          71     2.35000 
          71     0.15000        NEVE                 -0.9544      8.3400          71     0.15000 
          71     1.25000        NEVE                 -0.9308      5.6488          71     1.25000 
          71     2.35000        NEVE                 -0.9073      0.9913          71     2.35000 
          71     0.15000      VENTOX                 -3.4144     -2.0515          71     0.15000 
          71     1.25000      VENTOX                 -0.6048     -1.4217          71     1.25000 
          71     2.35000      VENTOX                  2.2049     -0.3079          71     2.35000 
          71     0.15000      VENTOY                -16.3737      2.5184          71     0.15000 
          71     1.25000      VENTOY                -12.7172      0.6848          71     1.25000 
          71     2.35000      VENTOY                 -9.0607     -0.6648          71     2.35000 
          71     0.15000      SISMAX         Max      5.1899      0.0649          71     0.15000 
          71     1.25000      SISMAX         Max      1.2002      0.7697          71     1.25000 
          71     2.35000      SISMAX         Max      2.7895      1.6044          71     2.35000 
          71     0.15000      SISMAY         Max     16.1366     12.8679          71     0.15000 
          71     1.25000      SISMAY         Max     12.4560      6.6113          71     1.25000 
          71     2.35000      SISMAY         Max      8.7761      0.4334          71     2.35000 
          71     0.15000        TERM                 -2.4686     -5.4872          71     0.15000 
          71     1.25000        TERM                 -0.9159     -3.7670          71     1.25000 
          71     2.35000        TERM                  0.6369     -2.0468          71     2.35000 
          71     0.15000       COMB1         Max     -4.4876     14.3448          71     0.15000 
          71     1.25000       COMB1         Max     -2.8470     21.9893          71     1.25000 
          71     2.35000       COMB1         Max     -1.2064      0.5893          71     2.35000 
          71     0.15000       COMB1         Min     -4.4876     14.3448          71     0.15000 
          71     1.25000       COMB1         Min     -2.8470     21.9893          71     1.25000 
          71     2.35000       COMB1         Min     -1.2064      0.5893          71     2.35000 
          71     0.15000       COMB2         Max     -5.4420     22.6848          71     0.15000 
          71     1.25000       COMB2         Max     -3.7779     27.6381          71     1.25000 
          71     2.35000       COMB2         Max     -2.1138      1.5806          71     2.35000 
          71     0.15000       COMB2         Min     -5.4420     22.6848          71     0.15000 
          71     1.25000       COMB2         Min     -3.7779     27.6381          71     1.25000 
          71     2.35000       COMB2         Min     -2.1138      1.5806          71     2.35000 
          71     0.15000       COMB3         Max     -7.9020     12.2933          71     0.15000 
          71     1.25000       COMB3         Max     -3.4518     20.5676          71     1.25000 
          71     2.35000       COMB3         Max      0.9985      0.2814          71     2.35000 
          71     0.15000       COMB3         Min     -7.9020     12.2933          71     0.15000 
          71     1.25000       COMB3         Min     -3.4518     20.5676          71     1.25000 
          71     2.35000       COMB3         Min      0.9985      0.2814          71     2.35000 
          71     0.15000       COMB4         Max    -20.8613     16.8632          71     0.15000 
          71     1.25000       COMB4         Max    -15.5642     22.6741          71     1.25000 
          71     2.35000       COMB4         Max    -10.2671     -0.0755          71     2.35000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

410/ 799 

 
          71     0.15000       COMB4         Min    -20.8613     16.8632          71     0.15000 
          71     1.25000       COMB4         Min    -15.5642     22.6741          71     1.25000 
          71     2.35000       COMB4         Min    -10.2671     -0.0755          71     2.35000 
          71     0.15000       COMB5         Max     -8.8564     20.6333          71     0.15000 
          71     1.25000       COMB5         Max     -4.3826     26.2164          71     1.25000 
          71     2.35000       COMB5         Max      0.0912      1.2728          71     2.35000 
          71     0.15000       COMB5         Min     -8.8564     20.6333          71     0.15000 
          71     1.25000       COMB5         Min     -4.3826     26.2164          71     1.25000 
          71     2.35000       COMB5         Min      0.0912      1.2728          71     2.35000 
          71     0.15000       COMB6         Max    -21.8156     25.2032          71     0.15000 
          71     1.25000       COMB6         Max    -16.4950     28.3229          71     1.25000 
          71     2.35000       COMB6         Max    -11.1745      0.9159          71     2.35000 
          71     0.15000       COMB6         Min    -21.8156     25.2032          71     0.15000 
          71     1.25000       COMB6         Min    -16.4950     28.3229          71     1.25000 
          71     2.35000       COMB6         Min    -11.1745      0.9159          71     2.35000 
          71     0.15000       COMB7         Max      0.4496     25.3192          71     0.15000 
          71     1.25000       COMB7         Max     -1.0153     29.5233          71     1.25000 
          71     2.35000       COMB7         Max     -2.4802      4.6828          71     2.35000 
          71     0.15000       COMB7         Min      0.4496     25.3192          71     0.15000 
          71     1.25000       COMB7         Min     -1.0153     29.5233          71     1.25000 
          71     2.35000       COMB7         Min     -2.4802      4.6828          71     2.35000 
          71     0.15000       COMB8         Max     -0.5048     33.6592          71     0.15000 
          71     1.25000       COMB8         Max     -1.9461     35.1721          71     1.25000 
          71     2.35000       COMB8         Max     -3.3875      5.6742          71     2.35000 
          71     0.15000       COMB8         Min     -0.5048     33.6592          71     0.15000 
          71     1.25000       COMB8         Min     -1.9461     35.1721          71     1.25000 
          71     2.35000       COMB8         Min     -3.3875      5.6742          71     2.35000 
          71     0.15000       COMB9         Max     -2.9648     23.2677          71     0.15000 
          71     1.25000       COMB9         Max     -1.6200     28.1016          71     1.25000 
          71     2.35000       COMB9         Max     -0.2752      4.3749          71     2.35000 
          71     0.15000       COMB9         Min     -2.9648     23.2677          71     0.15000 
          71     1.25000       COMB9         Min     -1.6200     28.1016          71     1.25000 
          71     2.35000       COMB9         Min     -0.2752      4.3749          71     2.35000 
          71     0.15000      COMB10         Max    -15.9241     27.8376          71     0.15000 
          71     1.25000      COMB10         Max    -13.7325     30.2081          71     1.25000 
          71     2.35000      COMB10         Max    -11.5409      4.0181          71     2.35000 
          71     0.15000      COMB10         Min    -15.9241     27.8376          71     0.15000 
          71     1.25000      COMB10         Min    -13.7325     30.2081          71     1.25000 
          71     2.35000      COMB10         Min    -11.5409      4.0181          71     2.35000 
          71     0.15000      COMB11         Max     -3.9192     31.6077          71     0.15000 
          71     1.25000      COMB11         Max     -2.5509     33.7504          71     1.25000 
          71     2.35000      COMB11         Max     -1.1826      5.3663          71     2.35000 
          71     0.15000      COMB11         Min     -3.9192     31.6077          71     0.15000 
          71     1.25000      COMB11         Min     -2.5509     33.7504          71     1.25000 
          71     2.35000      COMB11         Min     -1.1826      5.3663          71     2.35000 
          71     0.15000      COMB12         Max    -16.8784     36.1776          71     0.15000 
          71     1.25000      COMB12         Max    -14.6633     35.8569          71     1.25000 
          71     2.35000      COMB12         Max    -12.4482      5.0094          71     2.35000 
          71     0.15000      COMB12         Min    -16.8784     36.1776          71     0.15000 
          71     1.25000      COMB12         Min    -14.6633     35.8569          71     1.25000 
          71     2.35000      COMB12         Min    -12.4482      5.0094          71     2.35000 
          71     0.15000      COMB13         Max      2.2165     28.2369          71     0.15000 
          71     1.25000      COMB13         Max     -1.6618     32.1748          71     1.25000 
          71     2.35000      COMB13         Max      0.0389      5.2318          71     2.35000 
          71     0.15000      COMB13         Min     -8.1632     28.1071          71     0.15000 
          71     1.25000      COMB13         Min     -4.0622     30.6353          71     1.25000 
          71     2.35000      COMB13         Min     -5.5401      2.0230          71     2.35000 
          71     0.15000      COMB14         Max     13.1632     41.0399          71     0.15000 
          71     1.25000      COMB14         Max      9.5940     38.0164          71     1.25000 
          71     2.35000      COMB14         Max      6.0255      4.0608          71     2.35000 
          71     0.15000      COMB14         Min    -19.1099     15.3041          71     0.15000 
          71     1.25000      COMB14         Min    -15.3180     24.7937          71     1.25000 
          71     2.35000      COMB14         Min    -11.5268      3.1940          71     2.35000 
          71     0.15000         INV         Max     13.1632     41.0399          71     0.15000 
          71     1.25000         INV         Max      9.5940     38.0164          71     1.25000 
          71     2.35000         INV         Max      6.0255      5.6742          71     2.35000 
          71     0.15000         INV         Min    -21.8156     12.2933          71     0.15000 
          71     1.25000         INV         Min    -16.4950     20.5676          71     1.25000 
          71     2.35000         INV         Min    -12.4482     -0.0755          71     2.35000 
          72     0.15000          PP                 -0.5074      0.2080          72     0.15000 
          72     1.25000          PP                 -0.4908     10.3311          72     1.25000 
          72     2.35000          PP                 -0.4741     -5.7166          72     2.35000 
          72     0.15000        PERM                 -1.3192      0.4802          72     0.15000 
          72     1.25000        PERM                 -1.3084      0.0991          72     1.25000 
          72     2.35000        PERM                 -1.2975     -3.1557          72     2.35000 
          72     0.15000        NEVE                 -0.9026      0.3285          72     0.15000 
          72     1.25000        NEVE                 -0.8952      0.0678          72     1.25000 
          72     2.35000        NEVE                 -0.8878     -2.1592          72     2.35000 
          72     0.15000      VENTOX                  2.7122     -0.1465          72     0.15000 
          72     1.25000      VENTOX                  3.6362     -0.0756          72     1.25000 
          72     2.35000      VENTOX                  4.5602      0.4794          72     2.35000 
          72     0.15000      VENTOY                 -8.0390      2.7571          72     0.15000 
          72     1.25000      VENTOY                 -4.3479      0.5991          72     1.25000 
          72     2.35000      VENTOY                 -0.6567     -1.0748          72     2.35000 
          72     0.15000      SISMAX         Max      3.5161      1.6593          72     0.15000 
          72     1.25000      SISMAX         Max      4.8729      1.5033          72     1.25000 
          72     2.35000      SISMAX         Max      6.2297      1.3474          72     2.35000 
          72     0.15000      SISMAY         Max      7.7339      6.4845          72     0.15000 
          72     1.25000      SISMAY         Max      4.1246      1.6535          72     1.25000 
          72     2.35000      SISMAY         Max      0.5157      3.1832          72     2.35000 
          72     0.15000        TERM                  0.9152     -3.1117          72     0.15000 
          72     1.25000        TERM                  1.4088     -2.0852          72     1.25000 
          72     2.35000        TERM                  1.9024     -1.0586          72     2.35000 
          72     0.15000       COMB1         Max     -0.9115     -2.4236          72     0.15000 
          72     1.25000       COMB1         Max     -0.3904      8.3450          72     1.25000 
          72     2.35000       COMB1         Max      0.1307     -9.9309          72     2.35000 
          72     0.15000       COMB1         Min     -0.9115     -2.4236          72     0.15000 
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          72     1.25000       COMB1         Min     -0.3904      8.3450          72     1.25000 
          72     2.35000       COMB1         Min      0.1307     -9.9309          72     2.35000 
          72     0.15000       COMB2         Max     -1.8141     -2.0950          72     0.15000 
          72     1.25000       COMB2         Max     -1.2856      8.4128          72     1.25000 
          72     2.35000       COMB2         Max     -0.7570    -12.0901          72     2.35000 
          72     0.15000       COMB2         Min     -1.8141     -2.0950          72     0.15000 
          72     1.25000       COMB2         Min     -1.2856      8.4128          72     1.25000 
          72     2.35000       COMB2         Min     -0.7570    -12.0901          72     2.35000 
          72     0.15000       COMB3         Max      1.8007     -2.5701          72     0.15000 
          72     1.25000       COMB3         Max      3.2458      8.2695          72     1.25000 
          72     2.35000       COMB3         Max      4.6909     -9.4515          72     2.35000 
          72     0.15000       COMB3         Min      1.8007     -2.5701          72     0.15000 
          72     1.25000       COMB3         Min      3.2458      8.2695          72     1.25000 
          72     2.35000       COMB3         Min      4.6909     -9.4515          72     2.35000 
          72     0.15000       COMB4         Max     -8.9505      0.3335          72     0.15000 
          72     1.25000       COMB4         Max     -4.7382      8.9442          72     1.25000 
          72     2.35000       COMB4         Max     -0.5260    -11.0057          72     2.35000 
          72     0.15000       COMB4         Min     -8.9505      0.3335          72     0.15000 
          72     1.25000       COMB4         Min     -4.7382      8.9442          72     1.25000 
          72     2.35000       COMB4         Min     -0.5260    -11.0057          72     2.35000 
          72     0.15000       COMB5         Max      0.8981     -2.2416          72     0.15000 
          72     1.25000       COMB5         Max      2.3506      8.3373          72     1.25000 
          72     2.35000       COMB5         Max      3.8031    -11.6107          72     2.35000 
          72     0.15000       COMB5         Min      0.8981     -2.2416          72     0.15000 
          72     1.25000       COMB5         Min      2.3506      8.3373          72     1.25000 
          72     2.35000       COMB5         Min      3.8031    -11.6107          72     2.35000 
          72     0.15000       COMB6         Max     -9.8531      0.6620          72     0.15000 
          72     1.25000       COMB6         Max     -5.6334      9.0120          72     1.25000 
          72     2.35000       COMB6         Max     -1.4137    -13.1649          72     2.35000 
          72     0.15000       COMB6         Min     -9.8531      0.6620          72     0.15000 
          72     1.25000       COMB6         Min     -5.6334      9.0120          72     1.25000 
          72     2.35000       COMB6         Min     -1.4137    -13.1649          72     2.35000 
          72     0.15000       COMB7         Max     -2.7418      3.7999          72     0.15000 
          72     1.25000       COMB7         Max     -3.2079     12.5154          72     1.25000 
          72     2.35000       COMB7         Max     -3.6740     -7.8137          72     2.35000 
          72     0.15000       COMB7         Min     -2.7418      3.7999          72     0.15000 
          72     1.25000       COMB7         Min     -3.2079     12.5154          72     1.25000 
          72     2.35000       COMB7         Min     -3.6740     -7.8137          72     2.35000 
          72     0.15000       COMB8         Max     -3.6445      4.1284          72     0.15000 
          72     1.25000       COMB8         Max     -4.1031     12.5832          72     1.25000 
          72     2.35000       COMB8         Max     -4.5618     -9.9728          72     2.35000 
          72     0.15000       COMB8         Min     -3.6445      4.1284          72     0.15000 
          72     1.25000       COMB8         Min     -4.1031     12.5832          72     1.25000 
          72     2.35000       COMB8         Min     -4.5618     -9.9728          72     2.35000 
          72     0.15000       COMB9         Max     -0.0296      3.6534          72     0.15000 
          72     1.25000       COMB9         Max      0.4283     12.4398          72     1.25000 
          72     2.35000       COMB9         Max      0.8862     -7.3343          72     2.35000 
          72     0.15000       COMB9         Min     -0.0296      3.6534          72     0.15000 
          72     1.25000       COMB9         Min      0.4283     12.4398          72     1.25000 
          72     2.35000       COMB9         Min      0.8862     -7.3343          72     2.35000 
          72     0.15000      COMB10         Max    -10.7809      6.5570          72     0.15000 
          72     1.25000      COMB10         Max     -7.5558     13.1145          72     1.25000 
          72     2.35000      COMB10         Max     -4.3307     -8.8885          72     2.35000 
          72     0.15000      COMB10         Min    -10.7809      6.5570          72     0.15000 
          72     1.25000      COMB10         Min     -7.5558     13.1145          72     1.25000 
          72     2.35000      COMB10         Min     -4.3307     -8.8885          72     2.35000 
          72     0.15000      COMB11         Max     -0.9323      3.9819          72     0.15000 
          72     1.25000      COMB11         Max     -0.4669     12.5076          72     1.25000 
          72     2.35000      COMB11         Max     -0.0016     -9.4934          72     2.35000 
          72     0.15000      COMB11         Min     -0.9323      3.9819          72     0.15000 
          72     1.25000      COMB11         Min     -0.4669     12.5076          72     1.25000 
          72     2.35000      COMB11         Min     -0.0016     -9.4934          72     2.35000 
          72     0.15000      COMB12         Max    -11.6835      6.8855          72     0.15000 
          72     1.25000      COMB12         Max     -8.4510     13.1823          72     1.25000 
          72     2.35000      COMB12         Max     -5.2185    -11.0476          72     2.35000 
          72     0.15000      COMB12         Min    -11.6835      6.8855          72     0.15000 
          72     1.25000      COMB12         Min     -8.4510     13.1823          72     1.25000 
          72     2.35000      COMB12         Min     -5.2185    -11.0476          72     2.35000 
          72     0.15000      COMB13         Max      0.7868      2.6760          72     0.15000 
          72     1.25000      COMB13         Max      2.1785     12.0013          72     1.25000 
          72     2.35000      COMB13         Max      3.5703     -9.6841          72     2.35000 
          72     0.15000      COMB13         Min     -6.2454     -0.6426          72     0.15000 
          72     1.25000      COMB13         Min     -7.5672      8.9947          72     1.25000 
          72     2.35000      COMB13         Min     -8.8891    -12.3788          72     2.35000 
          72     0.15000      COMB14         Max      5.0046      7.5012          72     0.15000 
          72     1.25000      COMB14         Max      1.4302     12.1515          72     1.25000 
          72     2.35000      COMB14         Max     -2.1437     -7.8482          72     2.35000 
          72     0.15000      COMB14         Min    -10.4632     -5.4678          72     0.15000 
          72     1.25000      COMB14         Min     -6.8189      8.8445          72     1.25000 
          72     2.35000      COMB14         Min     -3.1751    -14.2147          72     2.35000 
          72     0.15000         INV         Max      5.0046      7.5012          72     0.15000 
          72     1.25000         INV         Max      3.2458     13.1823          72     1.25000 
          72     2.35000         INV         Max      4.6909     -7.3343          72     2.35000 
          72     0.15000         INV         Min    -11.6835     -5.4678          72     0.15000 
          72     1.25000         INV         Min     -8.4510      8.2695          72     1.25000 
          72     2.35000         INV         Min     -8.8891    -14.2147          72     2.35000 
          73     0.15000          PP               5.043E-04     -5.3023          73     0.15000 
          73     3.38333          PP               5.043E-04     27.9952          73     3.38333 
          73     6.61667          PP               5.043E-04     27.9952          73     6.61667 
          73     9.85000          PP               5.043E-04     -5.3023          73     9.85000 
          73     0.15000        PERM                  0.0033     -5.1902          73     0.15000 
          73     3.38333        PERM                  0.0033     44.4684          73     3.38333 
          73     6.61667        PERM                  0.0033     44.4684          73     6.61667 
          73     9.85000        PERM                  0.0033     -5.1902          73     9.85000 
          73     0.15000        NEVE                  0.0022     -3.5512          73     0.15000 
          73     3.38333        NEVE                  0.0022     30.4257          73     3.38333 
          73     6.61667        NEVE                  0.0022     30.4257          73     6.61667 
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          73     9.85000        NEVE                  0.0022     -3.5512          73     9.85000 
          73     0.15000      VENTOX              -5.519E-04      0.8741          73     0.15000 
          73     3.38333      VENTOX              -5.519E-04     -7.4894          73     3.38333 
          73     6.61667      VENTOX              -5.519E-04     -7.4894          73     6.61667 
          73     9.85000      VENTOX              -5.519E-04      0.8741          73     9.85000 
          73     0.15000      VENTOY                  0.2634      7.9094          73     0.15000 
          73     3.38333      VENTOY                  0.0884     -5.5470          73     3.38333 
          73     6.61667      VENTOY                 -0.0865    -10.6399          73     6.61667 
          73     9.85000      VENTOY                 -0.2615     -7.3692          73     9.85000 
          73     0.15000      SISMAX         Max   4.164E-06   1.368E-05          73     0.15000 
          73     3.38333      SISMAX         Max   4.163E-06   1.368E-05          73     3.38333 
          73     6.61667      SISMAX         Max   4.162E-06   1.368E-05          73     6.61667 
          73     9.85000      SISMAX         Max   4.161E-06   1.368E-05          73     9.85000 
          73     0.15000      SISMAY         Max      0.5034     20.1385          73     0.15000 
          73     3.38333      SISMAY         Max      0.1678      6.7128          73     3.38333 
          73     6.61667      SISMAY         Max      0.1678      6.7128          73     6.61667 
          73     9.85000      SISMAY         Max      0.5034     20.1385          73     9.85000 
          73     0.15000        TERM               4.023E-04     -4.0905          73     0.15000 
          73     3.38333        TERM               4.023E-04     -4.0905          73     3.38333 
          73     6.61667        TERM               4.023E-04     -4.0905          73     6.61667 
          73     9.85000        TERM               4.023E-04     -4.0905          73     9.85000 
          73     0.15000       COMB1         Max      0.0042    -14.5830          73     0.15000 
          73     3.38333       COMB1         Max      0.0042     68.3730          73     3.38333 
          73     6.61667       COMB1         Max      0.0042     68.3730          73     6.61667 
          73     9.85000       COMB1         Max      0.0042    -14.5830          73     9.85000 
          73     0.15000       COMB1         Min      0.0042    -14.5830          73     0.15000 
          73     3.38333       COMB1         Min      0.0042     68.3730          73     3.38333 
          73     6.61667       COMB1         Min      0.0042     68.3730          73     6.61667 
          73     9.85000       COMB1         Min      0.0042    -14.5830          73     9.85000 
          73     0.15000       COMB2         Max      0.0064    -18.1342          73     0.15000 
          73     3.38333       COMB2         Max      0.0064     98.7987          73     3.38333 
          73     6.61667       COMB2         Max      0.0064     98.7987          73     6.61667 
          73     9.85000       COMB2         Max      0.0064    -18.1342          73     9.85000 
          73     0.15000       COMB2         Min      0.0064    -18.1342          73     0.15000 
          73     3.38333       COMB2         Min      0.0064     98.7987          73     3.38333 
          73     6.61667       COMB2         Min      0.0064     98.7987          73     6.61667 
          73     9.85000       COMB2         Min      0.0064    -18.1342          73     9.85000 
          73     0.15000       COMB3         Max      0.0036    -13.7089          73     0.15000 
          73     3.38333       COMB3         Max      0.0036     60.8836          73     3.38333 
          73     6.61667       COMB3         Max      0.0036     60.8836          73     6.61667 
          73     9.85000       COMB3         Max      0.0036    -13.7089          73     9.85000 
          73     0.15000       COMB3         Min      0.0036    -13.7089          73     0.15000 
          73     3.38333       COMB3         Min      0.0036     60.8836          73     3.38333 
          73     6.61667       COMB3         Min      0.0036     60.8836          73     6.61667 
          73     9.85000       COMB3         Min      0.0036    -13.7089          73     9.85000 
          73     0.15000       COMB4         Max      0.2676     -6.6736          73     0.15000 
          73     3.38333       COMB4         Max      0.0926     62.8260          73     3.38333 
          73     6.61667       COMB4         Max     -0.0824     57.7331          73     6.61667 
          73     9.85000       COMB4         Max     -0.2574    -21.9522          73     9.85000 
          73     0.15000       COMB4         Min      0.2676     -6.6736          73     0.15000 
          73     3.38333       COMB4         Min      0.0926     62.8260          73     3.38333 
          73     6.61667       COMB4         Min     -0.0824     57.7331          73     6.61667 
          73     9.85000       COMB4         Min     -0.2574    -21.9522          73     9.85000 
          73     0.15000       COMB5         Max      0.0059    -17.2601          73     0.15000 
          73     3.38333       COMB5         Max      0.0059     91.3093          73     3.38333 
          73     6.61667       COMB5         Max      0.0059     91.3093          73     6.61667 
          73     9.85000       COMB5         Max      0.0059    -17.2601          73     9.85000 
          73     0.15000       COMB5         Min      0.0059    -17.2601          73     0.15000 
          73     3.38333       COMB5         Min      0.0059     91.3093          73     3.38333 
          73     6.61667       COMB5         Min      0.0059     91.3093          73     6.61667 
          73     9.85000       COMB5         Min      0.0059    -17.2601          73     9.85000 
          73     0.15000       COMB6         Max      0.2698    -10.2248          73     0.15000 
          73     3.38333       COMB6         Max      0.0948     93.2517          73     3.38333 
          73     6.61667       COMB6         Max     -0.0801     88.1589          73     6.61667 
          73     9.85000       COMB6         Max     -0.2551    -25.5034          73     9.85000 
          73     0.15000       COMB6         Min      0.2698    -10.2248          73     0.15000 
          73     3.38333       COMB6         Min      0.0948     93.2517          73     3.38333 
          73     6.61667       COMB6         Min     -0.0801     88.1589          73     6.61667 
          73     9.85000       COMB6         Min     -0.2551    -25.5034          73     9.85000 
          73     0.15000       COMB7         Max      0.0034     -6.4020          73     0.15000 
          73     3.38333       COMB7         Max      0.0034     76.5541          73     3.38333 
          73     6.61667       COMB7         Max      0.0034     76.5541          73     6.61667 
          73     9.85000       COMB7         Max      0.0034     -6.4020          73     9.85000 
          73     0.15000       COMB7         Min      0.0034     -6.4020          73     0.15000 
          73     3.38333       COMB7         Min      0.0034     76.5541          73     3.38333 
          73     6.61667       COMB7         Min      0.0034     76.5541          73     6.61667 
          73     9.85000       COMB7         Min      0.0034     -6.4020          73     9.85000 
          73     0.15000       COMB8         Max      0.0056     -9.9532          73     0.15000 
          73     3.38333       COMB8         Max      0.0056    106.9798          73     3.38333 
          73     6.61667       COMB8         Max      0.0056    106.9798          73     6.61667 
          73     9.85000       COMB8         Max      0.0056     -9.9532          73     9.85000 
          73     0.15000       COMB8         Min      0.0056     -9.9532          73     0.15000 
          73     3.38333       COMB8         Min      0.0056    106.9798          73     3.38333 
          73     6.61667       COMB8         Min      0.0056    106.9798          73     6.61667 
          73     9.85000       COMB8         Min      0.0056     -9.9532          73     9.85000 
          73     0.15000       COMB9         Max      0.0028     -5.5278          73     0.15000 
          73     3.38333       COMB9         Max      0.0028     69.0646          73     3.38333 
          73     6.61667       COMB9         Max      0.0028     69.0646          73     6.61667 
          73     9.85000       COMB9         Max      0.0028     -5.5278          73     9.85000 
          73     0.15000       COMB9         Min      0.0028     -5.5278          73     0.15000 
          73     3.38333       COMB9         Min      0.0028     69.0646          73     3.38333 
          73     6.61667       COMB9         Min      0.0028     69.0646          73     6.61667 
          73     9.85000       COMB9         Min      0.0028     -5.5278          73     9.85000 
          73     0.15000      COMB10         Max      0.2668      1.5075          73     0.15000 
          73     3.38333      COMB10         Max      0.0918     71.0070          73     3.38333 
          73     6.61667      COMB10         Max     -0.0832     65.9142          73     6.61667 
          73     9.85000      COMB10         Max     -0.2582    -13.7711          73     9.85000 
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          73     0.15000      COMB10         Min      0.2668      1.5075          73     0.15000 
          73     3.38333      COMB10         Min      0.0918     71.0070          73     3.38333 
          73     6.61667      COMB10         Min     -0.0832     65.9142          73     6.61667 
          73     9.85000      COMB10         Min     -0.2582    -13.7711          73     9.85000 
          73     0.15000      COMB11         Max      0.0050     -9.0790          73     0.15000 
          73     3.38333      COMB11         Max      0.0050     99.4904          73     3.38333 
          73     6.61667      COMB11         Max      0.0050     99.4904          73     6.61667 
          73     9.85000      COMB11         Max      0.0050     -9.0790          73     9.85000 
          73     0.15000      COMB11         Min      0.0050     -9.0790          73     0.15000 
          73     3.38333      COMB11         Min      0.0050     99.4904          73     3.38333 
          73     6.61667      COMB11         Min      0.0050     99.4904          73     6.61667 
          73     9.85000      COMB11         Min      0.0050     -9.0790          73     9.85000 
          73     0.15000      COMB12         Max      0.2690     -2.0438          73     0.15000 
          73     3.38333      COMB12         Max      0.0940    101.4328          73     3.38333 
          73     6.61667      COMB12         Max     -0.0809     96.3399          73     6.61667 
          73     9.85000      COMB12         Max     -0.2559    -17.3224          73     9.85000 
          73     0.15000      COMB12         Min      0.2690     -2.0438          73     0.15000 
          73     3.38333      COMB12         Min      0.0940    101.4328          73     3.38333 
          73     6.61667      COMB12         Min     -0.0809     96.3399          73     6.61667 
          73     9.85000      COMB12         Min     -0.2559    -17.3224          73     9.85000 
          73     0.15000      COMB13         Max      0.0060    -14.0437          73     0.15000 
          73     3.38333      COMB13         Max      0.0060    102.8893          73     3.38333 
          73     6.61667      COMB13         Max      0.0060    102.8893          73     6.61667 
          73     9.85000      COMB13         Max      0.0060    -14.0437          73     9.85000 
          73     0.15000      COMB13         Min      0.0060    -14.0437          73     0.15000 
          73     3.38333      COMB13         Min      0.0060    102.8892          73     3.38333 
          73     6.61667      COMB13         Min      0.0060    102.8892          73     6.61667 
          73     9.85000      COMB13         Min      0.0060    -14.0437          73     9.85000 
          73     0.15000      COMB14         Max      0.5094      6.0948          73     0.15000 
          73     3.38333      COMB14         Max      0.1738    109.6021          73     3.38333 
          73     6.61667      COMB14         Max      0.1738    109.6021          73     6.61667 
          73     9.85000      COMB14         Max      0.5094      6.0948          73     9.85000 
          73     0.15000      COMB14         Min     -0.4974    -34.1822          73     0.15000 
          73     3.38333      COMB14         Min     -0.1618     96.1764          73     3.38333 
          73     6.61667      COMB14         Min     -0.1618     96.1764          73     6.61667 
          73     9.85000      COMB14         Min     -0.4974    -34.1822          73     9.85000 
          73     0.15000         INV         Max      0.5094      6.0948          73     0.15000 
          73     3.38333         INV         Max      0.1738    109.6021          73     3.38333 
          73     6.61667         INV         Max      0.1738    109.6021          73     6.61667 
          73     9.85000         INV         Max      0.5094      6.0948          73     9.85000 
          73     0.15000         INV         Min     -0.4974    -34.1822          73     0.15000 
          73     3.38333         INV         Min     -0.1618     60.8836          73     3.38333 
          73     6.61667         INV         Min     -0.1618     57.7331          73     6.61667 
          73     9.85000         INV         Min     -0.4974    -34.1822          73     9.85000 
          74     0.15000          PP               6.675E-07     -5.6765          74     0.15000 
          74     3.38333          PP               6.675E-07     27.6209          74     3.38333 
          74     6.61667          PP               6.675E-07     27.6209          74     6.61667 
          74     9.85000          PP               6.675E-07     -5.6765          74     9.85000 
          74     0.15000        PERM                  0.0013    -19.3937          74     0.15000 
          74     3.38333        PERM                  0.0013     79.9235          74     3.38333 
          74     6.61667        PERM                  0.0013     79.9235          74     6.61667 
          74     9.85000        PERM                  0.0013    -19.3937          74     9.85000 
          74     0.15000        NEVE               9.122E-04    -13.2694          74     0.15000 
          74     3.38333        NEVE               9.122E-04     54.6845          74     3.38333 
          74     6.61667        NEVE               9.122E-04     54.6845          74     6.61667 
          74     9.85000        NEVE               9.122E-04    -13.2694          74     9.85000 
          74     0.15000      VENTOX              -2.230E-04      3.2663          74     0.15000 
          74     3.38333      VENTOX              -2.230E-04    -13.4608          74     3.38333 
          74     6.61667      VENTOX              -2.230E-04    -13.4608          74     6.61667 
          74     9.85000      VENTOX              -2.230E-04      3.2663          74     9.85000 
          74     0.15000      VENTOY                  0.2131      8.8944          74     0.15000 
          74     3.38333      VENTOY                  0.0710    -12.2742          74     3.38333 
          74     6.61667      VENTOY                 -0.0711    -16.7156          74     6.61667 
          74     9.85000      VENTOY                 -0.2131     -4.4300          74     9.85000 
          74     0.15000      SISMAX         Max   3.234E-06   1.679E-05          74     0.15000 
          74     3.38333      SISMAX         Max   3.234E-06   1.678E-05          74     3.38333 
          74     6.61667      SISMAX         Max   3.234E-06   1.678E-05          74     6.61667 
          74     9.85000      SISMAX         Max   3.233E-06   1.678E-05          74     9.85000 
          74     0.15000      SISMAY         Max      0.4342     20.9099          74     0.15000 
          74     3.38333      SISMAY         Max      0.1447      6.9700          74     3.38333 
          74     6.61667      SISMAY         Max      0.1447      6.9700          74     6.61667 
          74     9.85000      SISMAY         Max      0.4342     20.9099          74     9.85000 
          74     0.15000        TERM               5.674E-06     -4.2906          74     0.15000 
          74     3.38333        TERM               5.674E-06     -4.2906          74     3.38333 
          74     6.61667        TERM               5.674E-06     -4.2906          74     6.61667 
          74     9.85000        TERM               5.674E-06     -4.2906          74     9.85000 
          74     0.15000       COMB1         Max      0.0013    -29.3608          74     0.15000 
          74     3.38333       COMB1         Max      0.0013    103.2538          74     3.38333 
          74     6.61667       COMB1         Max      0.0013    103.2538          74     6.61667 
          74     9.85000       COMB1         Max      0.0013    -29.3608          74     9.85000 
          74     0.15000       COMB1         Min      0.0013    -29.3608          74     0.15000 
          74     3.38333       COMB1         Min      0.0013    103.2538          74     3.38333 
          74     6.61667       COMB1         Min      0.0013    103.2538          74     6.61667 
          74     9.85000       COMB1         Min      0.0013    -29.3608          74     9.85000 
          74     0.15000       COMB2         Max      0.0023    -42.6302          74     0.15000 
          74     3.38333       COMB2         Max      0.0023    157.9383          74     3.38333 
          74     6.61667       COMB2         Max      0.0023    157.9383          74     6.61667 
          74     9.85000       COMB2         Max      0.0023    -42.6302          74     9.85000 
          74     0.15000       COMB2         Min      0.0023    -42.6302          74     0.15000 
          74     3.38333       COMB2         Min      0.0023    157.9383          74     3.38333 
          74     6.61667       COMB2         Min      0.0023    157.9383          74     6.61667 
          74     9.85000       COMB2         Min      0.0023    -42.6302          74     9.85000 
          74     0.15000       COMB3         Max      0.0011    -26.0945          74     0.15000 
          74     3.38333       COMB3         Max      0.0011     89.7930          74     3.38333 
          74     6.61667       COMB3         Max      0.0011     89.7930          74     6.61667 
          74     9.85000       COMB3         Max      0.0011    -26.0945          74     9.85000 
          74     0.15000       COMB3         Min      0.0011    -26.0945          74     0.15000 
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          74     3.38333       COMB3         Min      0.0011     89.7930          74     3.38333 
          74     6.61667       COMB3         Min      0.0011     89.7930          74     6.61667 
          74     9.85000       COMB3         Min      0.0011    -26.0945          74     9.85000 
          74     0.15000       COMB4         Max      0.2144    -20.4664          74     0.15000 
          74     3.38333       COMB4         Max      0.0724     90.9796          74     3.38333 
          74     6.61667       COMB4         Max     -0.0697     86.5382          74     6.61667 
          74     9.85000       COMB4         Max     -0.2118    -33.7908          74     9.85000 
          74     0.15000       COMB4         Min      0.2144    -20.4664          74     0.15000 
          74     3.38333       COMB4         Min      0.0724     90.9796          74     3.38333 
          74     6.61667       COMB4         Min     -0.0697     86.5382          74     6.61667 
          74     9.85000       COMB4         Min     -0.2118    -33.7908          74     9.85000 
          74     0.15000       COMB5         Max      0.0020    -39.3639          74     0.15000 
          74     3.38333       COMB5         Max      0.0020    144.4775          74     3.38333 
          74     6.61667       COMB5         Max      0.0020    144.4775          74     6.61667 
          74     9.85000       COMB5         Max      0.0020    -39.3639          74     9.85000 
          74     0.15000       COMB5         Min      0.0020    -39.3639          74     0.15000 
          74     3.38333       COMB5         Min      0.0020    144.4775          74     3.38333 
          74     6.61667       COMB5         Min      0.0020    144.4775          74     6.61667 
          74     9.85000       COMB5         Min      0.0020    -39.3639          74     9.85000 
          74     0.15000       COMB6         Max      0.2153    -33.7358          74     0.15000 
          74     3.38333       COMB6         Max      0.0733    145.6642          74     3.38333 
          74     6.61667       COMB6         Max     -0.0688    141.2227          74     6.61667 
          74     9.85000       COMB6         Max     -0.2109    -47.0602          74     9.85000 
          74     0.15000       COMB6         Min      0.2153    -33.7358          74     0.15000 
          74     3.38333       COMB6         Min      0.0733    145.6642          74     3.38333 
          74     6.61667       COMB6         Min     -0.0688    141.2227          74     6.61667 
          74     9.85000       COMB6         Min     -0.2109    -47.0602          74     9.85000 
          74     0.15000       COMB7         Max      0.0013    -20.7795          74     0.15000 
          74     3.38333       COMB7         Max      0.0013    111.8351          74     3.38333 
          74     6.61667       COMB7         Max      0.0013    111.8351          74     6.61667 
          74     9.85000       COMB7         Max      0.0013    -20.7795          74     9.85000 
          74     0.15000       COMB7         Min      0.0013    -20.7795          74     0.15000 
          74     3.38333       COMB7         Min      0.0013    111.8351          74     3.38333 
          74     6.61667       COMB7         Min      0.0013    111.8351          74     6.61667 
          74     9.85000       COMB7         Min      0.0013    -20.7795          74     9.85000 
          74     0.15000       COMB8         Max      0.0022    -34.0489          74     0.15000 
          74     3.38333       COMB8         Max      0.0022    166.5196          74     3.38333 
          74     6.61667       COMB8         Max      0.0022    166.5196          74     6.61667 
          74     9.85000       COMB8         Max      0.0022    -34.0489          74     9.85000 
          74     0.15000       COMB8         Min      0.0022    -34.0489          74     0.15000 
          74     3.38333       COMB8         Min      0.0022    166.5196          74     3.38333 
          74     6.61667       COMB8         Min      0.0022    166.5196          74     6.61667 
          74     9.85000       COMB8         Min      0.0022    -34.0489          74     9.85000 
          74     0.15000       COMB9         Max      0.0011    -17.5132          74     0.15000 
          74     3.38333       COMB9         Max      0.0011     98.3743          74     3.38333 
          74     6.61667       COMB9         Max      0.0011     98.3743          74     6.61667 
          74     9.85000       COMB9         Max      0.0011    -17.5132          74     9.85000 
          74     0.15000       COMB9         Min      0.0011    -17.5132          74     0.15000 
          74     3.38333       COMB9         Min      0.0011     98.3743          74     3.38333 
          74     6.61667       COMB9         Min      0.0011     98.3743          74     6.61667 
          74     9.85000       COMB9         Min      0.0011    -17.5132          74     9.85000 
          74     0.15000      COMB10         Max      0.2144    -11.8851          74     0.15000 
          74     3.38333      COMB10         Max      0.0723     99.5609          74     3.38333 
          74     6.61667      COMB10         Max     -0.0697     95.1195          74     6.61667 
          74     9.85000      COMB10         Max     -0.2118    -25.2095          74     9.85000 
          74     0.15000      COMB10         Min      0.2144    -11.8851          74     0.15000 
          74     3.38333      COMB10         Min      0.0723     99.5609          74     3.38333 
          74     6.61667      COMB10         Min     -0.0697     95.1195          74     6.61667 
          74     9.85000      COMB10         Min     -0.2118    -25.2095          74     9.85000 
          74     0.15000      COMB11         Max      0.0020    -30.7826          74     0.15000 
          74     3.38333      COMB11         Max      0.0020    153.0588          74     3.38333 
          74     6.61667      COMB11         Max      0.0020    153.0588          74     6.61667 
          74     9.85000      COMB11         Max      0.0020    -30.7826          74     9.85000 
          74     0.15000      COMB11         Min      0.0020    -30.7826          74     0.15000 
          74     3.38333      COMB11         Min      0.0020    153.0588          74     3.38333 
          74     6.61667      COMB11         Min      0.0020    153.0588          74     6.61667 
          74     9.85000      COMB11         Min      0.0020    -30.7826          74     9.85000 
          74     0.15000      COMB12         Max      0.2153    -25.1545          74     0.15000 
          74     3.38333      COMB12         Max      0.0733    154.2454          74     3.38333 
          74     6.61667      COMB12         Max     -0.0688    149.8040          74     6.61667 
          74     9.85000      COMB12         Max     -0.2109    -38.4789          74     9.85000 
          74     0.15000      COMB12         Min      0.2153    -25.1545          74     0.15000 
          74     3.38333      COMB12         Min      0.0733    154.2454          74     3.38333 
          74     6.61667      COMB12         Min     -0.0688    149.8040          74     6.61667 
          74     9.85000      COMB12         Min     -0.2109    -38.4789          74     9.85000 
          74     0.15000      COMB13         Max      0.0022    -38.3395          74     0.15000 
          74     3.38333      COMB13         Max      0.0022    162.2290          74     3.38333 
          74     6.61667      COMB13         Max      0.0022    162.2290          74     6.61667 
          74     9.85000      COMB13         Max      0.0022    -38.3395          74     9.85000 
          74     0.15000      COMB13         Min      0.0022    -38.3396          74     0.15000 
          74     3.38333      COMB13         Min      0.0022    162.2289          74     3.38333 
          74     6.61667      COMB13         Min      0.0022    162.2289          74     6.61667 
          74     9.85000      COMB13         Min      0.0022    -38.3396          74     9.85000 
          74     0.15000      COMB14         Max      0.4364    -17.4296          74     0.15000 
          74     3.38333      COMB14         Max      0.1470    169.1989          74     3.38333 
          74     6.61667      COMB14         Max      0.1470    169.1989          74     6.61667 
          74     9.85000      COMB14         Max      0.4364    -17.4296          74     9.85000 
          74     0.15000      COMB14         Min     -0.4319    -59.2495          74     0.15000 
          74     3.38333      COMB14         Min     -0.1425    155.2590          74     3.38333 
          74     6.61667      COMB14         Min     -0.1425    155.2590          74     6.61667 
          74     9.85000      COMB14         Min     -0.4319    -59.2495          74     9.85000 
          74     0.15000         INV         Max      0.4364    -11.8851          74     0.15000 
          74     3.38333         INV         Max      0.1470    169.1989          74     3.38333 
          74     6.61667         INV         Max      0.1470    169.1989          74     6.61667 
          74     9.85000         INV         Max      0.4364    -17.4296          74     9.85000 
          74     0.15000         INV         Min     -0.4319    -59.2495          74     0.15000 
          74     3.38333         INV         Min     -0.1425     89.7930          74     3.38333 
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          74     6.61667         INV         Min     -0.1425     86.5382          74     6.61667 
          74     9.85000         INV         Min     -0.4319    -59.2495          74     9.85000 
          75     0.15000          PP              -1.551E-05     -5.7141          75     0.15000 
          75     3.38333          PP              -1.551E-05     27.5833          75     3.38333 
          75     6.61667          PP              -1.551E-05     27.5833          75     6.61667 
          75     9.85000          PP              -1.551E-05     -5.7141          75     9.85000 
          75     0.15000        PERM               7.237E-05    -17.2853          75     0.15000 
          75     3.38333        PERM               7.237E-05     82.0319          75     3.38333 
          75     6.61667        PERM               7.237E-05     82.0319          75     6.61667 
          75     9.85000        PERM               7.237E-05    -17.2853          75     9.85000 
          75     0.15000        NEVE               4.952E-05    -11.8268          75     0.15000 
          75     3.38333        NEVE               4.952E-05     56.1271          75     3.38333 
          75     6.61667        NEVE               4.952E-05     56.1271          75     6.61667 
          75     9.85000        NEVE               4.952E-05    -11.8268          75     9.85000 
          75     0.15000      VENTOX               1.671E-05      2.9113          75     0.15000 
          75     3.38333      VENTOX               1.671E-05    -13.8158          75     3.38333 
          75     6.61667      VENTOX               1.671E-05    -13.8158          75     6.61667 
          75     9.85000      VENTOX               1.671E-05      2.9113          75     9.85000 
          75     0.15000      VENTOY                  0.1061      8.3014          75     0.15000 
          75     3.38333      VENTOY                  0.0353    -12.7353          75     3.38333 
          75     6.61667      VENTOY                 -0.0355    -17.0450          75     6.61667 
          75     9.85000      VENTOY                 -0.1063     -4.6276          75     9.85000 
          75     0.15000      SISMAX         Max   4.147E-05   1.714E-04          75     0.15000 
          75     3.38333      SISMAX         Max   4.147E-05   1.714E-04          75     3.38333 
          75     6.61667      SISMAX         Max   4.147E-05   1.714E-04          75     6.61667 
          75     9.85000      SISMAX         Max   4.147E-05   1.714E-04          75     9.85000 
          75     0.15000      SISMAY         Max      0.2811     19.9630          75     0.15000 
          75     3.38333      SISMAY         Max      0.0937      6.6543          75     3.38333 
          75     6.61667      SISMAY         Max      0.0937      6.6543          75     6.61667 
          75     9.85000      SISMAY         Max      0.2811     19.9630          75     9.85000 
          75     0.15000        TERM              -1.499E-06     -4.3089          75     0.15000 
          75     3.38333        TERM              -1.499E-06     -4.3089          75     3.38333 
          75     6.61667        TERM              -1.499E-06     -4.3089          75     6.61667 
          75     9.85000        TERM              -1.499E-06     -4.3089          75     9.85000 
          75     0.15000       COMB1         Max   5.536E-05    -27.3083          75     0.15000 
          75     3.38333       COMB1         Max   5.536E-05    105.3063          75     3.38333 
          75     6.61667       COMB1         Max   5.536E-05    105.3063          75     6.61667 
          75     9.85000       COMB1         Max   5.536E-05    -27.3083          75     9.85000 
          75     0.15000       COMB1         Min   5.536E-05    -27.3083          75     0.15000 
          75     3.38333       COMB1         Min   5.536E-05    105.3063          75     3.38333 
          75     6.61667       COMB1         Min   5.536E-05    105.3063          75     6.61667 
          75     9.85000       COMB1         Min   5.536E-05    -27.3083          75     9.85000 
          75     0.15000       COMB2         Max   1.049E-04    -39.1351          75     0.15000 
          75     3.38333       COMB2         Max   1.049E-04    161.4334          75     3.38333 
          75     6.61667       COMB2         Max   1.049E-04    161.4334          75     6.61667 
          75     9.85000       COMB2         Max   1.049E-04    -39.1351          75     9.85000 
          75     0.15000       COMB2         Min   1.049E-04    -39.1351          75     0.15000 
          75     3.38333       COMB2         Min   1.049E-04    161.4334          75     3.38333 
          75     6.61667       COMB2         Min   1.049E-04    161.4334          75     6.61667 
          75     9.85000       COMB2         Min   1.049E-04    -39.1351          75     9.85000 
          75     0.15000       COMB3         Max   7.207E-05    -24.3970          75     0.15000 
          75     3.38333       COMB3         Max   7.207E-05     91.4905          75     3.38333 
          75     6.61667       COMB3         Max   7.207E-05     91.4905          75     6.61667 
          75     9.85000       COMB3         Max   7.207E-05    -24.3970          75     9.85000 
          75     0.15000       COMB3         Min   7.207E-05    -24.3970          75     0.15000 
          75     3.38333       COMB3         Min   7.207E-05     91.4905          75     3.38333 
          75     6.61667       COMB3         Min   7.207E-05     91.4905          75     6.61667 
          75     9.85000       COMB3         Min   7.207E-05    -24.3970          75     9.85000 
          75     0.15000       COMB4         Max      0.1062    -19.0069          75     0.15000 
          75     3.38333       COMB4         Max      0.0354     92.5710          75     3.38333 
          75     6.61667       COMB4         Max     -0.0354     88.2613          75     6.61667 
          75     9.85000       COMB4         Max     -0.1062    -31.9359          75     9.85000 
          75     0.15000       COMB4         Min      0.1062    -19.0069          75     0.15000 
          75     3.38333       COMB4         Min      0.0354     92.5710          75     3.38333 
          75     6.61667       COMB4         Min     -0.0354     88.2613          75     6.61667 
          75     9.85000       COMB4         Min     -0.1062    -31.9359          75     9.85000 
          75     0.15000       COMB5         Max   1.216E-04    -36.2238          75     0.15000 
          75     3.38333       COMB5         Max   1.216E-04    147.6176          75     3.38333 
          75     6.61667       COMB5         Max   1.216E-04    147.6176          75     6.61667 
          75     9.85000       COMB5         Max   1.216E-04    -36.2238          75     9.85000 
          75     0.15000       COMB5         Min   1.216E-04    -36.2238          75     0.15000 
          75     3.38333       COMB5         Min   1.216E-04    147.6176          75     3.38333 
          75     6.61667       COMB5         Min   1.216E-04    147.6176          75     6.61667 
          75     9.85000       COMB5         Min   1.216E-04    -36.2238          75     9.85000 
          75     0.15000       COMB6         Max      0.1062    -30.8337          75     0.15000 
          75     3.38333       COMB6         Max      0.0354    148.6980          75     3.38333 
          75     6.61667       COMB6         Max     -0.0354    144.3884          75     6.61667 
          75     9.85000       COMB6         Max     -0.1062    -43.7627          75     9.85000 
          75     0.15000       COMB6         Min      0.1062    -30.8337          75     0.15000 
          75     3.38333       COMB6         Min      0.0354    148.6980          75     3.38333 
          75     6.61667       COMB6         Min     -0.0354    144.3884          75     6.61667 
          75     9.85000       COMB6         Min     -0.1062    -43.7627          75     9.85000 
          75     0.15000       COMB7         Max   5.836E-05    -18.6905          75     0.15000 
          75     3.38333       COMB7         Max   5.836E-05    113.9242          75     3.38333 
          75     6.61667       COMB7         Max   5.836E-05    113.9242          75     6.61667 
          75     9.85000       COMB7         Max   5.836E-05    -18.6905          75     9.85000 
          75     0.15000       COMB7         Min   5.836E-05    -18.6905          75     0.15000 
          75     3.38333       COMB7         Min   5.836E-05    113.9242          75     3.38333 
          75     6.61667       COMB7         Min   5.836E-05    113.9242          75     6.61667 
          75     9.85000       COMB7         Min   5.836E-05    -18.6905          75     9.85000 
          75     0.15000       COMB8         Max   1.079E-04    -30.5173          75     0.15000 
          75     3.38333       COMB8         Max   1.079E-04    170.0513          75     3.38333 
          75     6.61667       COMB8         Max   1.079E-04    170.0513          75     6.61667 
          75     9.85000       COMB8         Max   1.079E-04    -30.5173          75     9.85000 
          75     0.15000       COMB8         Min   1.079E-04    -30.5173          75     0.15000 
          75     3.38333       COMB8         Min   1.079E-04    170.0513          75     3.38333 
          75     6.61667       COMB8         Min   1.079E-04    170.0513          75     6.61667 
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          75     9.85000       COMB8         Min   1.079E-04    -30.5173          75     9.85000 
          75     0.15000       COMB9         Max   7.507E-05    -15.7792          75     0.15000 
          75     3.38333       COMB9         Max   7.507E-05    100.1084          75     3.38333 
          75     6.61667       COMB9         Max   7.507E-05    100.1084          75     6.61667 
          75     9.85000       COMB9         Max   7.507E-05    -15.7792          75     9.85000 
          75     0.15000       COMB9         Min   7.507E-05    -15.7792          75     0.15000 
          75     3.38333       COMB9         Min   7.507E-05    100.1084          75     3.38333 
          75     6.61667       COMB9         Min   7.507E-05    100.1084          75     6.61667 
          75     9.85000       COMB9         Min   7.507E-05    -15.7792          75     9.85000 
          75     0.15000      COMB10         Max      0.1062    -10.3890          75     0.15000 
          75     3.38333      COMB10         Max      0.0354    101.1888          75     3.38333 
          75     6.61667      COMB10         Max     -0.0354     96.8792          75     6.61667 
          75     9.85000      COMB10         Max     -0.1062    -23.3180          75     9.85000 
          75     0.15000      COMB10         Min      0.1062    -10.3890          75     0.15000 
          75     3.38333      COMB10         Min      0.0354    101.1888          75     3.38333 
          75     6.61667      COMB10         Min     -0.0354     96.8792          75     6.61667 
          75     9.85000      COMB10         Min     -0.1062    -23.3180          75     9.85000 
          75     0.15000      COMB11         Max   1.246E-04    -27.6060          75     0.15000 
          75     3.38333      COMB11         Max   1.246E-04    156.2354          75     3.38333 
          75     6.61667      COMB11         Max   1.246E-04    156.2354          75     6.61667 
          75     9.85000      COMB11         Max   1.246E-04    -27.6060          75     9.85000 
          75     0.15000      COMB11         Min   1.246E-04    -27.6060          75     0.15000 
          75     3.38333      COMB11         Min   1.246E-04    156.2354          75     3.38333 
          75     6.61667      COMB11         Min   1.246E-04    156.2354          75     6.61667 
          75     9.85000      COMB11         Min   1.246E-04    -27.6060          75     9.85000 
          75     0.15000      COMB12         Max      0.1062    -22.2158          75     0.15000 
          75     3.38333      COMB12         Max      0.0354    157.3159          75     3.38333 
          75     6.61667      COMB12         Max     -0.0354    153.0063          75     6.61667 
          75     9.85000      COMB12         Max     -0.1062    -35.1448          75     9.85000 
          75     0.15000      COMB12         Min      0.1062    -22.2158          75     0.15000 
          75     3.38333      COMB12         Min      0.0354    157.3159          75     3.38333 
          75     6.61667      COMB12         Min     -0.0354    153.0063          75     6.61667 
          75     9.85000      COMB12         Min     -0.1062    -35.1448          75     9.85000 
          75     0.15000      COMB13         Max   1.478E-04    -34.8260          75     0.15000 
          75     3.38333      COMB13         Max   1.478E-04    165.7425          75     3.38333 
          75     6.61667      COMB13         Max   1.478E-04    165.7425          75     6.61667 
          75     9.85000      COMB13         Max   1.478E-04    -34.8260          75     9.85000 
          75     0.15000      COMB13         Min   6.492E-05    -34.8264          75     0.15000 
          75     3.38333      COMB13         Min   6.492E-05    165.7421          75     3.38333 
          75     6.61667      COMB13         Min   6.492E-05    165.7421          75     6.61667 
          75     9.85000      COMB13         Min   6.492E-05    -34.8264          75     9.85000 
          75     0.15000      COMB14         Max      0.2812    -14.8632          75     0.15000 
          75     3.38333      COMB14         Max      0.0938    172.3966          75     3.38333 
          75     6.61667      COMB14         Max      0.0938    172.3966          75     6.61667 
          75     9.85000      COMB14         Max      0.2812    -14.8632          75     9.85000 
          75     0.15000      COMB14         Min     -0.2810    -54.7892          75     0.15000 
          75     3.38333      COMB14         Min     -0.0936    159.0880          75     3.38333 
          75     6.61667      COMB14         Min     -0.0936    159.0880          75     6.61667 
          75     9.85000      COMB14         Min     -0.2810    -54.7892          75     9.85000 
          75     0.15000         INV         Max      0.2812    -10.3890          75     0.15000 
          75     3.38333         INV         Max      0.0938    172.3966          75     3.38333 
          75     6.61667         INV         Max      0.0938    172.3966          75     6.61667 
          75     9.85000         INV         Max      0.2812    -14.8632          75     9.85000 
          75     0.15000         INV         Min     -0.2810    -54.7892          75     0.15000 
          75     3.38333         INV         Min     -0.0936     91.4905          75     3.38333 
          75     6.61667         INV         Min     -0.0936     88.2613          75     6.61667 
          75     9.85000         INV         Min     -0.2810    -54.7892          75     9.85000 
          76     0.15000          PP               6.409E-05     -5.7402          76     0.15000 
          76     3.38333          PP               6.409E-05     27.5572          76     3.38333 
          76     6.61667          PP               6.409E-05     27.5572          76     6.61667 
          76     9.85000          PP               6.409E-05     -5.7402          76     9.85000 
          76     0.15000        PERM               3.723E-05    -17.2469          76     0.15000 
          76     3.38333        PERM               3.723E-05     82.0703          76     3.38333 
          76     6.61667        PERM               3.723E-05     82.0703          76     6.61667 
          76     9.85000        PERM               3.723E-05    -17.2469          76     9.85000 
          76     0.15000        NEVE               2.547E-05    -11.8005          76     0.15000 
          76     3.38333        NEVE               2.547E-05     56.1534          76     3.38333 
          76     6.61667        NEVE               2.547E-05     56.1534          76     6.61667 
          76     9.85000        NEVE               2.547E-05    -11.8005          76     9.85000 
          76     0.15000      VENTOX              -2.809E-05      2.9047          76     0.15000 
          76     3.38333      VENTOX              -2.809E-05    -13.8224          76     3.38333 
          76     6.61667      VENTOX              -2.809E-05    -13.8224          76     6.61667 
          76     9.85000      VENTOX              -2.809E-05      2.9047          76     9.85000 
          76     0.15000      VENTOY                 -0.0196      7.6780          76     0.15000 
          76     3.38333      VENTOY                 -0.0065    -12.9481          76     3.38333 
          76     6.61667      VENTOY                  0.0066    -16.8470          76     6.61667 
          76     9.85000      VENTOY                  0.0197     -4.0188          76     9.85000 
          76     0.15000      SISMAX         Max   3.239E-05   4.931E-04          76     0.15000 
          76     3.38333      SISMAX         Max   3.239E-05   4.931E-04          76     3.38333 
          76     6.61667      SISMAX         Max   3.239E-05   4.931E-04          76     6.61667 
          76     9.85000      SISMAX         Max   3.239E-05   4.931E-04          76     9.85000 
          76     0.15000      SISMAY         Max      0.1427     18.4038          76     0.15000 
          76     3.38333      SISMAY         Max      0.0476      6.1346          76     3.38333 
          76     6.61667      SISMAY         Max      0.0476      6.1346          76     6.61667 
          76     9.85000      SISMAY         Max      0.1427     18.4038          76     9.85000 
          76     0.15000        TERM               6.078E-05     -4.3036          76     0.15000 
          76     3.38333        TERM               6.078E-05     -4.3036          76     3.38333 
          76     6.61667        TERM               6.078E-05     -4.3036          76     6.61667 
          76     9.85000        TERM               6.078E-05     -4.3036          76     9.85000 
          76     0.15000       COMB1         Max   1.621E-04    -27.2907          76     0.15000 
          76     3.38333       COMB1         Max   1.621E-04    105.3239          76     3.38333 
          76     6.61667       COMB1         Max   1.621E-04    105.3239          76     6.61667 
          76     9.85000       COMB1         Max   1.621E-04    -27.2907          76     9.85000 
          76     0.15000       COMB1         Min   1.621E-04    -27.2907          76     0.15000 
          76     3.38333       COMB1         Min   1.621E-04    105.3239          76     3.38333 
          76     6.61667       COMB1         Min   1.621E-04    105.3239          76     6.61667 
          76     9.85000       COMB1         Min   1.621E-04    -27.2907          76     9.85000 
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          76     0.15000       COMB2         Max   1.876E-04    -39.0913          76     0.15000 
          76     3.38333       COMB2         Max   1.876E-04    161.4773          76     3.38333 
          76     6.61667       COMB2         Max   1.876E-04    161.4773          76     6.61667 
          76     9.85000       COMB2         Max   1.876E-04    -39.0913          76     9.85000 
          76     0.15000       COMB2         Min   1.876E-04    -39.0913          76     0.15000 
          76     3.38333       COMB2         Min   1.876E-04    161.4773          76     3.38333 
          76     6.61667       COMB2         Min   1.876E-04    161.4773          76     6.61667 
          76     9.85000       COMB2         Min   1.876E-04    -39.0913          76     9.85000 
          76     0.15000       COMB3         Max   1.340E-04    -24.3860          76     0.15000 
          76     3.38333       COMB3         Max   1.340E-04     91.5015          76     3.38333 
          76     6.61667       COMB3         Max   1.340E-04     91.5015          76     6.61667 
          76     9.85000       COMB3         Max   1.340E-04    -24.3860          76     9.85000 
          76     0.15000       COMB3         Min   1.340E-04    -24.3860          76     0.15000 
          76     3.38333       COMB3         Min   1.340E-04     91.5015          76     3.38333 
          76     6.61667       COMB3         Min   1.340E-04     91.5015          76     6.61667 
          76     9.85000       COMB3         Min   1.340E-04    -24.3860          76     9.85000 
          76     0.15000       COMB4         Max     -0.0194    -19.6128          76     0.15000 
          76     3.38333       COMB4         Max     -0.0063     92.3758          76     3.38333 
          76     6.61667       COMB4         Max      0.0068     88.4769          76     6.61667 
          76     9.85000       COMB4         Max      0.0199    -31.3096          76     9.85000 
          76     0.15000       COMB4         Min     -0.0194    -19.6128          76     0.15000 
          76     3.38333       COMB4         Min     -0.0063     92.3758          76     3.38333 
          76     6.61667       COMB4         Min      0.0068     88.4769          76     6.61667 
          76     9.85000       COMB4         Min      0.0199    -31.3096          76     9.85000 
          76     0.15000       COMB5         Max   1.595E-04    -36.1865          76     0.15000 
          76     3.38333       COMB5         Max   1.595E-04    147.6549          76     3.38333 
          76     6.61667       COMB5         Max   1.595E-04    147.6549          76     6.61667 
          76     9.85000       COMB5         Max   1.595E-04    -36.1865          76     9.85000 
          76     0.15000       COMB5         Min   1.595E-04    -36.1865          76     0.15000 
          76     3.38333       COMB5         Min   1.595E-04    147.6549          76     3.38333 
          76     6.61667       COMB5         Min   1.595E-04    147.6549          76     6.61667 
          76     9.85000       COMB5         Min   1.595E-04    -36.1865          76     9.85000 
          76     0.15000       COMB6         Max     -0.0194    -31.4133          76     0.15000 
          76     3.38333       COMB6         Max     -0.0063    148.5292          76     3.38333 
          76     6.61667       COMB6         Max      0.0068    144.6302          76     6.61667 
          76     9.85000       COMB6         Max      0.0199    -43.1101          76     9.85000 
          76     0.15000       COMB6         Min     -0.0194    -31.4133          76     0.15000 
          76     3.38333       COMB6         Min     -0.0063    148.5292          76     3.38333 
          76     6.61667       COMB6         Min      0.0068    144.6302          76     6.61667 
          76     9.85000       COMB6         Min      0.0199    -43.1101          76     9.85000 
          76     0.15000       COMB7         Max   4.054E-05    -18.6835          76     0.15000 
          76     3.38333       COMB7         Max   4.054E-05    113.9311          76     3.38333 
          76     6.61667       COMB7         Max   4.054E-05    113.9311          76     6.61667 
          76     9.85000       COMB7         Max   4.054E-05    -18.6835          76     9.85000 
          76     0.15000       COMB7         Min   4.054E-05    -18.6835          76     0.15000 
          76     3.38333       COMB7         Min   4.054E-05    113.9311          76     3.38333 
          76     6.61667       COMB7         Min   4.054E-05    113.9311          76     6.61667 
          76     9.85000       COMB7         Min   4.054E-05    -18.6835          76     9.85000 
          76     0.15000       COMB8         Max   6.602E-05    -30.4840          76     0.15000 
          76     3.38333       COMB8         Max   6.602E-05    170.0845          76     3.38333 
          76     6.61667       COMB8         Max   6.602E-05    170.0845          76     6.61667 
          76     9.85000       COMB8         Max   6.602E-05    -30.4840          76     9.85000 
          76     0.15000       COMB8         Min   6.602E-05    -30.4840          76     0.15000 
          76     3.38333       COMB8         Min   6.602E-05    170.0845          76     3.38333 
          76     6.61667       COMB8         Min   6.602E-05    170.0845          76     6.61667 
          76     9.85000       COMB8         Min   6.602E-05    -30.4840          76     9.85000 
          76     0.15000       COMB9         Max   1.245E-05    -15.7788          76     0.15000 
          76     3.38333       COMB9         Max   1.245E-05    100.1087          76     3.38333 
          76     6.61667       COMB9         Max   1.245E-05    100.1087          76     6.61667 
          76     9.85000       COMB9         Max   1.245E-05    -15.7788          76     9.85000 
          76     0.15000       COMB9         Min   1.245E-05    -15.7788          76     0.15000 
          76     3.38333       COMB9         Min   1.245E-05    100.1087          76     3.38333 
          76     6.61667       COMB9         Min   1.245E-05    100.1087          76     6.61667 
          76     9.85000       COMB9         Min   1.245E-05    -15.7788          76     9.85000 
          76     0.15000      COMB10         Max     -0.0196    -11.0056          76     0.15000 
          76     3.38333      COMB10         Max     -0.0065    100.9830          76     3.38333 
          76     6.61667      COMB10         Max      0.0066     97.0841          76     6.61667 
          76     9.85000      COMB10         Max      0.0197    -22.7024          76     9.85000 
          76     0.15000      COMB10         Min     -0.0196    -11.0056          76     0.15000 
          76     3.38333      COMB10         Min     -0.0065    100.9830          76     3.38333 
          76     6.61667      COMB10         Min      0.0066     97.0841          76     6.61667 
          76     9.85000      COMB10         Min      0.0197    -22.7024          76     9.85000 
          76     0.15000      COMB11         Max   3.793E-05    -27.5793          76     0.15000 
          76     3.38333      COMB11         Max   3.793E-05    156.2621          76     3.38333 
          76     6.61667      COMB11         Max   3.793E-05    156.2621          76     6.61667 
          76     9.85000      COMB11         Max   3.793E-05    -27.5793          76     9.85000 
          76     0.15000      COMB11         Min   3.793E-05    -27.5793          76     0.15000 
          76     3.38333      COMB11         Min   3.793E-05    156.2621          76     3.38333 
          76     6.61667      COMB11         Min   3.793E-05    156.2621          76     6.61667 
          76     9.85000      COMB11         Min   3.793E-05    -27.5793          76     9.85000 
          76     0.15000      COMB12         Max     -0.0195    -22.8061          76     0.15000 
          76     3.38333      COMB12         Max     -0.0064    157.1364          76     3.38333 
          76     6.61667      COMB12         Max      0.0067    153.2375          76     6.61667 
          76     9.85000      COMB12         Max      0.0198    -34.5029          76     9.85000 
          76     0.15000      COMB12         Min     -0.0195    -22.8061          76     0.15000 
          76     3.38333      COMB12         Min     -0.0064    157.1364          76     3.38333 
          76     6.61667      COMB12         Min      0.0067    153.2375          76     6.61667 
          76     9.85000      COMB12         Min      0.0198    -34.5029          76     9.85000 
          76     0.15000      COMB13         Max   1.592E-04    -34.7872          76     0.15000 
          76     3.38333      COMB13         Max   1.592E-04    165.7814          76     3.38333 
          76     6.61667      COMB13         Max   1.592E-04    165.7814          76     6.61667 
          76     9.85000      COMB13         Max   1.592E-04    -34.7872          76     9.85000 
          76     0.15000      COMB13         Min   9.440E-05    -34.7881          76     0.15000 
          76     3.38333      COMB13         Min   9.441E-05    165.7804          76     3.38333 
          76     6.61667      COMB13         Min   9.441E-05    165.7804          76     6.61667 
          76     9.85000      COMB13         Min   9.441E-05    -34.7881          76     9.85000 
          76     0.15000      COMB14         Max      0.1428    -16.3839          76     0.15000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

418/ 799 

 
          76     3.38333      COMB14         Max      0.0477    171.9155          76     3.38333 
          76     6.61667      COMB14         Max      0.0477    171.9155          76     6.61667 
          76     9.85000      COMB14         Max      0.1428    -16.3839          76     9.85000 
          76     0.15000      COMB14         Min     -0.1426    -53.1914          76     0.15000 
          76     3.38333      COMB14         Min     -0.0474    159.6463          76     3.38333 
          76     6.61667      COMB14         Min     -0.0474    159.6463          76     6.61667 
          76     9.85000      COMB14         Min     -0.1426    -53.1914          76     9.85000 
          76     0.15000         INV         Max      0.1428    -11.0056          76     0.15000 
          76     3.38333         INV         Max      0.0477    171.9155          76     3.38333 
          76     6.61667         INV         Max      0.0477    171.9155          76     6.61667 
          76     9.85000         INV         Max      0.1428    -15.7788          76     9.85000 
          76     0.15000         INV         Min     -0.1426    -53.1914          76     0.15000 
          76     3.38333         INV         Min     -0.0474     91.5015          76     3.38333 
          76     6.61667         INV         Min     -0.0474     88.4769          76     6.61667 
          76     9.85000         INV         Min     -0.1426    -53.1914          76     9.85000 
          77     0.15000          PP              -2.330E-04     -5.9839          77     0.15000 
          77     3.38333          PP              -2.330E-04     27.3135          77     3.38333 
          77     6.61667          PP              -2.330E-04     27.3135          77     6.61667 
          77     9.85000          PP              -2.330E-04     -5.9839          77     9.85000 
          77     0.15000        PERM                 -0.0013    -18.9482          77     0.15000 
          77     3.38333        PERM                 -0.0013     80.3690          77     3.38333 
          77     6.61667        PERM                 -0.0013     80.3690          77     6.61667 
          77     9.85000        PERM                 -0.0013    -18.9482          77     9.85000 
          77     0.15000        NEVE              -8.600E-04    -12.9645          77     0.15000 
          77     3.38333        NEVE              -8.600E-04     54.9893          77     3.38333 
          77     6.61667        NEVE              -8.600E-04     54.9893          77     6.61667 
          77     9.85000        NEVE              -8.600E-04    -12.9645          77     9.85000 
          77     0.15000      VENTOX              -4.262E-04      3.1888          77     0.15000 
          77     3.38333      VENTOX              -4.262E-04    -13.5383          77     3.38333 
          77     6.61667      VENTOX              -4.262E-04    -13.5383          77     6.61667 
          77     9.85000      VENTOX              -4.262E-04      3.1888          77     9.85000 
          77     0.15000      VENTOY                 -0.1175      6.9403          77     0.15000 
          77     3.38333      VENTOY                 -0.0391    -12.9824          77     3.38333 
          77     6.61667      VENTOY                  0.0393    -16.1779          77     6.61667 
          77     9.85000      VENTOY                  0.1177     -2.6464          77     9.85000 
          77     0.15000      SISMAX         Max   9.078E-04      0.0017          77     0.15000 
          77     3.38333      SISMAX         Max   9.078E-04      0.0017          77     3.38333 
          77     6.61667      SISMAX         Max   9.078E-04      0.0017          77     6.61667 
          77     9.85000      SISMAX         Max   9.078E-04      0.0017          77     9.85000 
          77     0.15000      SISMAY         Max      0.1399     16.3217          77     0.15000 
          77     3.38333      SISMAY         Max      0.0466      5.4406          77     3.38333 
          77     6.61667      SISMAY         Max      0.0466      5.4406          77     6.61667 
          77     9.85000      SISMAY         Max      0.1399     16.3217          77     9.85000 
          77     0.15000        TERM              -3.640E-04     -4.2310          77     0.15000 
          77     3.38333        TERM              -3.640E-04     -4.2310          77     3.38333 
          77     6.61667        TERM              -3.640E-04     -4.2310          77     6.61667 
          77     9.85000        TERM              -3.640E-04     -4.2310          77     9.85000 
          77     0.15000       COMB1         Max     -0.0019    -29.1631          77     0.15000 
          77     3.38333       COMB1         Max     -0.0019    103.4516          77     3.38333 
          77     6.61667       COMB1         Max     -0.0019    103.4516          77     6.61667 
          77     9.85000       COMB1         Max     -0.0019    -29.1631          77     9.85000 
          77     0.15000       COMB1         Min     -0.0019    -29.1631          77     0.15000 
          77     3.38333       COMB1         Min     -0.0019    103.4516          77     3.38333 
          77     6.61667       COMB1         Min     -0.0019    103.4516          77     6.61667 
          77     9.85000       COMB1         Min     -0.0019    -29.1631          77     9.85000 
          77     0.15000       COMB2         Max     -0.0027    -42.1276          77     0.15000 
          77     3.38333       COMB2         Max     -0.0027    158.4409          77     3.38333 
          77     6.61667       COMB2         Max     -0.0027    158.4409          77     6.61667 
          77     9.85000       COMB2         Max     -0.0027    -42.1276          77     9.85000 
          77     0.15000       COMB2         Min     -0.0027    -42.1276          77     0.15000 
          77     3.38333       COMB2         Min     -0.0027    158.4409          77     3.38333 
          77     6.61667       COMB2         Min     -0.0027    158.4409          77     6.61667 
          77     9.85000       COMB2         Min     -0.0027    -42.1276          77     9.85000 
          77     0.15000       COMB3         Max     -0.0023    -25.9743          77     0.15000 
          77     3.38333       COMB3         Max     -0.0023     89.9132          77     3.38333 
          77     6.61667       COMB3         Max     -0.0023     89.9132          77     6.61667 
          77     9.85000       COMB3         Max     -0.0023    -25.9743          77     9.85000 
          77     0.15000       COMB3         Min     -0.0023    -25.9743          77     0.15000 
          77     3.38333       COMB3         Min     -0.0023     89.9132          77     3.38333 
          77     6.61667       COMB3         Min     -0.0023     89.9132          77     6.61667 
          77     9.85000       COMB3         Min     -0.0023    -25.9743          77     9.85000 
          77     0.15000       COMB4         Max     -0.1193    -22.2228          77     0.15000 
          77     3.38333       COMB4         Max     -0.0409     90.4692          77     3.38333 
          77     6.61667       COMB4         Max      0.0375     87.2736          77     6.61667 
          77     9.85000       COMB4         Max      0.1159    -31.8095          77     9.85000 
          77     0.15000       COMB4         Min     -0.1193    -22.2228          77     0.15000 
          77     3.38333       COMB4         Min     -0.0409     90.4692          77     3.38333 
          77     6.61667       COMB4         Min      0.0375     87.2736          77     6.61667 
          77     9.85000       COMB4         Min      0.1159    -31.8095          77     9.85000 
          77     0.15000       COMB5         Max     -0.0031    -38.9389          77     0.15000 
          77     3.38333       COMB5         Max     -0.0031    144.9026          77     3.38333 
          77     6.61667       COMB5         Max     -0.0031    144.9026          77     6.61667 
          77     9.85000       COMB5         Max     -0.0031    -38.9389          77     9.85000 
          77     0.15000       COMB5         Min     -0.0031    -38.9389          77     0.15000 
          77     3.38333       COMB5         Min     -0.0031    144.9026          77     3.38333 
          77     6.61667       COMB5         Min     -0.0031    144.9026          77     6.61667 
          77     9.85000       COMB5         Min     -0.0031    -38.9389          77     9.85000 
          77     0.15000       COMB6         Max     -0.1202    -35.1873          77     0.15000 
          77     3.38333       COMB6         Max     -0.0418    145.4585          77     3.38333 
          77     6.61667       COMB6         Max      0.0366    142.2630          77     6.61667 
          77     9.85000       COMB6         Max      0.1150    -44.7740          77     9.85000 
          77     0.15000       COMB6         Min     -0.1202    -35.1873          77     0.15000 
          77     3.38333       COMB6         Min     -0.0418    145.4585          77     3.38333 
          77     6.61667       COMB6         Min      0.0366    142.2630          77     6.61667 
          77     9.85000       COMB6         Min      0.1150    -44.7740          77     9.85000 
          77     0.15000       COMB7         Max     -0.0011    -20.7011          77     0.15000 
          77     3.38333       COMB7         Max     -0.0011    111.9135          77     3.38333 
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          77     6.61667       COMB7         Max     -0.0011    111.9135          77     6.61667 
          77     9.85000       COMB7         Max     -0.0011    -20.7011          77     9.85000 
          77     0.15000       COMB7         Min     -0.0011    -20.7011          77     0.15000 
          77     3.38333       COMB7         Min     -0.0011    111.9135          77     3.38333 
          77     6.61667       COMB7         Min     -0.0011    111.9135          77     6.61667 
          77     9.85000       COMB7         Min     -0.0011    -20.7011          77     9.85000 
          77     0.15000       COMB8         Max     -0.0020    -33.6657          77     0.15000 
          77     3.38333       COMB8         Max     -0.0020    166.9029          77     3.38333 
          77     6.61667       COMB8         Max     -0.0020    166.9029          77     6.61667 
          77     9.85000       COMB8         Max     -0.0020    -33.6657          77     9.85000 
          77     0.15000       COMB8         Min     -0.0020    -33.6657          77     0.15000 
          77     3.38333       COMB8         Min     -0.0020    166.9029          77     3.38333 
          77     6.61667       COMB8         Min     -0.0020    166.9029          77     6.61667 
          77     9.85000       COMB8         Min     -0.0020    -33.6657          77     9.85000 
          77     0.15000       COMB9         Max     -0.0016    -17.5124          77     0.15000 
          77     3.38333       COMB9         Max     -0.0016     98.3752          77     3.38333 
          77     6.61667       COMB9         Max     -0.0016     98.3752          77     6.61667 
          77     9.85000       COMB9         Max     -0.0016    -17.5124          77     9.85000 
          77     0.15000       COMB9         Min     -0.0016    -17.5124          77     0.15000 
          77     3.38333       COMB9         Min     -0.0016     98.3752          77     3.38333 
          77     6.61667       COMB9         Min     -0.0016     98.3752          77     6.61667 
          77     9.85000       COMB9         Min     -0.0016    -17.5124          77     9.85000 
          77     0.15000      COMB10         Max     -0.1186    -13.7608          77     0.15000 
          77     3.38333      COMB10         Max     -0.0402     98.9311          77     3.38333 
          77     6.61667      COMB10         Max      0.0382     95.7356          77     6.61667 
          77     9.85000      COMB10         Max      0.1166    -23.3475          77     9.85000 
          77     0.15000      COMB10         Min     -0.1186    -13.7608          77     0.15000 
          77     3.38333      COMB10         Min     -0.0402     98.9311          77     3.38333 
          77     6.61667      COMB10         Min      0.0382     95.7356          77     6.61667 
          77     9.85000      COMB10         Min      0.1166    -23.3475          77     9.85000 
          77     0.15000      COMB11         Max     -0.0024    -30.4769          77     0.15000 
          77     3.38333      COMB11         Max     -0.0024    153.3645          77     3.38333 
          77     6.61667      COMB11         Max     -0.0024    153.3645          77     6.61667 
          77     9.85000      COMB11         Max     -0.0024    -30.4769          77     9.85000 
          77     0.15000      COMB11         Min     -0.0024    -30.4769          77     0.15000 
          77     3.38333      COMB11         Min     -0.0024    153.3645          77     3.38333 
          77     6.61667      COMB11         Min     -0.0024    153.3645          77     6.61667 
          77     9.85000      COMB11         Min     -0.0024    -30.4769          77     9.85000 
          77     0.15000      COMB12         Max     -0.1195    -26.7254          77     0.15000 
          77     3.38333      COMB12         Max     -0.0411    153.9205          77     3.38333 
          77     6.61667      COMB12         Max      0.0373    150.7249          77     6.61667 
          77     9.85000      COMB12         Max      0.1157    -36.3120          77     9.85000 
          77     0.15000      COMB12         Min     -0.1195    -26.7254          77     0.15000 
          77     3.38333      COMB12         Min     -0.0411    153.9205          77     3.38333 
          77     6.61667      COMB12         Min      0.0373    150.7249          77     6.61667 
          77     9.85000      COMB12         Min      0.1157    -36.3120          77     9.85000 
          77     0.15000      COMB13         Max     -0.0014    -37.8950          77     0.15000 
          77     3.38333      COMB13         Max     -0.0014    162.6736          77     3.38333 
          77     6.61667      COMB13         Max     -0.0014    162.6736          77     6.61667 
          77     9.85000      COMB13         Max     -0.0014    -37.8950          77     9.85000 
          77     0.15000      COMB13         Min     -0.0033    -37.8983          77     0.15000 
          77     3.38333      COMB13         Min     -0.0033    162.6702          77     3.38333 
          77     6.61667      COMB13         Min     -0.0033    162.6702          77     6.61667 
          77     9.85000      COMB13         Min     -0.0033    -37.8983          77     9.85000 
          77     0.15000      COMB14         Max      0.1375    -21.5749          77     0.15000 
          77     3.38333      COMB14         Max      0.0443    168.1125          77     3.38333 
          77     6.61667      COMB14         Max      0.0443    168.1125          77     6.61667 
          77     9.85000      COMB14         Max      0.1375    -21.5749          77     9.85000 
          77     0.15000      COMB14         Min     -0.1422    -54.2184          77     0.15000 
          77     3.38333      COMB14         Min     -0.0490    157.2313          77     3.38333 
          77     6.61667      COMB14         Min     -0.0490    157.2313          77     6.61667 
          77     9.85000      COMB14         Min     -0.1422    -54.2184          77     9.85000 
          77     0.15000         INV         Max      0.1375    -13.7608          77     0.15000 
          77     3.38333         INV         Max      0.0443    168.1125          77     3.38333 
          77     6.61667         INV         Max      0.0443    168.1125          77     6.61667 
          77     9.85000         INV         Max      0.1375    -17.5124          77     9.85000 
          77     0.15000         INV         Min     -0.1422    -54.2184          77     0.15000 
          77     3.38333         INV         Min     -0.0490     89.9132          77     3.38333 
          77     6.61667         INV         Min     -0.0490     87.2736          77     6.61667 
          77     9.85000         INV         Min     -0.1422    -54.2184          77     9.85000 
          78     0.15000          PP                 -0.0019     -8.5611          78     0.15000 
          78     3.38333          PP                 -0.0019     24.7363          78     3.38333 
          78     6.61667          PP                 -0.0019     24.7363          78     6.61667 
          78     9.85000          PP                 -0.0019     -8.5611          78     9.85000 
          78     0.15000        PERM                 -0.0050    -18.8106          78     0.15000 
          78     3.38333        PERM                 -0.0050     55.6773          78     3.38333 
          78     6.61667        PERM                 -0.0050     55.6773          78     6.61667 
          78     9.85000        PERM                 -0.0050    -18.8106          78     9.85000 
          78     0.15000        NEVE                 -0.0034    -12.8704          78     0.15000 
          78     3.38333        NEVE                 -0.0034     38.0950          78     3.38333 
          78     6.61667        NEVE                 -0.0034     38.0950          78     6.61667 
          78     9.85000        NEVE                 -0.0034    -12.8704          78     9.85000 
          78     0.15000      VENTOX                  0.0011      3.1607          78     0.15000 
          78     3.38333      VENTOX                  0.0011     -9.3846          78     3.38333 
          78     6.61667      VENTOX                  0.0011     -9.3846          78     6.61667 
          78     9.85000      VENTOX                  0.0011      3.1607          78     9.85000 
          78     0.15000      VENTOY                 -0.1217      6.1291          78     0.15000 
          78     3.38333      VENTOY                 -0.0410     -8.8674          78     3.38333 
          78     6.61667      VENTOY                  0.0397    -11.3186          78     6.61667 
          78     9.85000      VENTOY                  0.1204     -1.2244          78     9.85000 
          78     0.15000      SISMAX         Max   3.609E-04      0.0452          78     0.15000 
          78     3.38333      SISMAX         Max   3.609E-04      0.0452          78     3.38333 
          78     6.61667      SISMAX         Max   3.609E-04      0.0452          78     6.61667 
          78     9.85000      SISMAX         Max   3.609E-04      0.0452          78     9.85000 
          78     0.15000      SISMAY         Max      0.1234     12.5022          78     0.15000 
          78     3.38333      SISMAY         Max      0.0411      4.1674          78     3.38333 
          78     6.61667      SISMAY         Max      0.0411      4.1674          78     6.61667 
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          78     9.85000      SISMAY         Max      0.1234     12.5022          78     9.85000 
          78     0.15000        TERM                 -0.0014     -3.4528          78     0.15000 
          78     3.38333        TERM                 -0.0014     -3.4528          78     3.38333 
          78     6.61667        TERM                 -0.0014     -3.4528          78     6.61667 
          78     9.85000        TERM                 -0.0014     -3.4528          78     9.85000 
          78     0.15000       COMB1         Max     -0.0082    -30.8245          78     0.15000 
          78     3.38333       COMB1         Max     -0.0082     76.9609          78     3.38333 
          78     6.61667       COMB1         Max     -0.0082     76.9609          78     6.61667 
          78     9.85000       COMB1         Max     -0.0082    -30.8245          78     9.85000 
          78     0.15000       COMB1         Min     -0.0082    -30.8245          78     0.15000 
          78     3.38333       COMB1         Min     -0.0082     76.9609          78     3.38333 
          78     6.61667       COMB1         Min     -0.0082     76.9609          78     6.61667 
          78     9.85000       COMB1         Min     -0.0082    -30.8245          78     9.85000 
          78     0.15000       COMB2         Max     -0.0116    -43.6949          78     0.15000 
          78     3.38333       COMB2         Max     -0.0116    115.0559          78     3.38333 
          78     6.61667       COMB2         Max     -0.0116    115.0559          78     6.61667 
          78     9.85000       COMB2         Max     -0.0116    -43.6949          78     9.85000 
          78     0.15000       COMB2         Min     -0.0116    -43.6949          78     0.15000 
          78     3.38333       COMB2         Min     -0.0116    115.0559          78     3.38333 
          78     6.61667       COMB2         Min     -0.0116    115.0559          78     6.61667 
          78     9.85000       COMB2         Min     -0.0116    -43.6949          78     9.85000 
          78     0.15000       COMB3         Max     -0.0071    -27.6637          78     0.15000 
          78     3.38333       COMB3         Max     -0.0071     67.5762          78     3.38333 
          78     6.61667       COMB3         Max     -0.0071     67.5762          78     6.61667 
          78     9.85000       COMB3         Max     -0.0071    -27.6637          78     9.85000 
          78     0.15000       COMB3         Min     -0.0071    -27.6637          78     0.15000 
          78     3.38333       COMB3         Min     -0.0071     67.5762          78     3.38333 
          78     6.61667       COMB3         Min     -0.0071     67.5762          78     6.61667 
          78     9.85000       COMB3         Min     -0.0071    -27.6637          78     9.85000 
          78     0.15000       COMB4         Max     -0.1299    -24.6954          78     0.15000 
          78     3.38333       COMB4         Max     -0.0492     68.0934          78     3.38333 
          78     6.61667       COMB4         Max      0.0315     65.6423          78     6.61667 
          78     9.85000       COMB4         Max      0.1122    -32.0489          78     9.85000 
          78     0.15000       COMB4         Min     -0.1299    -24.6954          78     0.15000 
          78     3.38333       COMB4         Min     -0.0492     68.0934          78     3.38333 
          78     6.61667       COMB4         Min      0.0315     65.6423          78     6.61667 
          78     9.85000       COMB4         Min      0.1122    -32.0489          78     9.85000 
          78     0.15000       COMB5         Max     -0.0105    -40.5342          78     0.15000 
          78     3.38333       COMB5         Max     -0.0105    105.6712          78     3.38333 
          78     6.61667       COMB5         Max     -0.0105    105.6712          78     6.61667 
          78     9.85000       COMB5         Max     -0.0105    -40.5342          78     9.85000 
          78     0.15000       COMB5         Min     -0.0105    -40.5342          78     0.15000 
          78     3.38333       COMB5         Min     -0.0105    105.6712          78     3.38333 
          78     6.61667       COMB5         Min     -0.0105    105.6712          78     6.61667 
          78     9.85000       COMB5         Min     -0.0105    -40.5342          78     9.85000 
          78     0.15000       COMB6         Max     -0.1333    -37.5658          78     0.15000 
          78     3.38333       COMB6         Max     -0.0526    106.1884          78     3.38333 
          78     6.61667       COMB6         Max      0.0281    103.7373          78     6.61667 
          78     9.85000       COMB6         Max      0.1088    -44.9193          78     9.85000 
          78     0.15000       COMB6         Min     -0.1333    -37.5658          78     0.15000 
          78     3.38333       COMB6         Min     -0.0526    106.1884          78     3.38333 
          78     6.61667       COMB6         Min      0.0281    103.7373          78     6.61667 
          78     9.85000       COMB6         Min      0.1088    -44.9193          78     9.85000 
          78     0.15000       COMB7         Max     -0.0055    -23.9189          78     0.15000 
          78     3.38333       COMB7         Max     -0.0055     83.8664          78     3.38333 
          78     6.61667       COMB7         Max     -0.0055     83.8664          78     6.61667 
          78     9.85000       COMB7         Max     -0.0055    -23.9189          78     9.85000 
          78     0.15000       COMB7         Min     -0.0055    -23.9189          78     0.15000 
          78     3.38333       COMB7         Min     -0.0055     83.8664          78     3.38333 
          78     6.61667       COMB7         Min     -0.0055     83.8664          78     6.61667 
          78     9.85000       COMB7         Min     -0.0055    -23.9189          78     9.85000 
          78     0.15000       COMB8         Max     -0.0089    -36.7894          78     0.15000 
          78     3.38333       COMB8         Max     -0.0089    121.9614          78     3.38333 
          78     6.61667       COMB8         Max     -0.0089    121.9614          78     6.61667 
          78     9.85000       COMB8         Max     -0.0089    -36.7894          78     9.85000 
          78     0.15000       COMB8         Min     -0.0089    -36.7894          78     0.15000 
          78     3.38333       COMB8         Min     -0.0089    121.9614          78     3.38333 
          78     6.61667       COMB8         Min     -0.0089    121.9614          78     6.61667 
          78     9.85000       COMB8         Min     -0.0089    -36.7894          78     9.85000 
          78     0.15000       COMB9         Max     -0.0044    -20.7582          78     0.15000 
          78     3.38333       COMB9         Max     -0.0044     74.4818          78     3.38333 
          78     6.61667       COMB9         Max     -0.0044     74.4818          78     6.61667 
          78     9.85000       COMB9         Max     -0.0044    -20.7582          78     9.85000 
          78     0.15000       COMB9         Min     -0.0044    -20.7582          78     0.15000 
          78     3.38333       COMB9         Min     -0.0044     74.4818          78     3.38333 
          78     6.61667       COMB9         Min     -0.0044     74.4818          78     6.61667 
          78     9.85000       COMB9         Min     -0.0044    -20.7582          78     9.85000 
          78     0.15000      COMB10         Max     -0.1272    -17.7899          78     0.15000 
          78     3.38333      COMB10         Max     -0.0465     74.9990          78     3.38333 
          78     6.61667      COMB10         Max      0.0342     72.5478          78     6.61667 
          78     9.85000      COMB10         Max      0.1149    -25.1433          78     9.85000 
          78     0.15000      COMB10         Min     -0.1272    -17.7899          78     0.15000 
          78     3.38333      COMB10         Min     -0.0465     74.9990          78     3.38333 
          78     6.61667      COMB10         Min      0.0342     72.5478          78     6.61667 
          78     9.85000      COMB10         Min      0.1149    -25.1433          78     9.85000 
          78     0.15000      COMB11         Max     -0.0078    -33.6286          78     0.15000 
          78     3.38333      COMB11         Max     -0.0078    112.5768          78     3.38333 
          78     6.61667      COMB11         Max     -0.0078    112.5768          78     6.61667 
          78     9.85000      COMB11         Max     -0.0078    -33.6286          78     9.85000 
          78     0.15000      COMB11         Min     -0.0078    -33.6286          78     0.15000 
          78     3.38333      COMB11         Min     -0.0078    112.5768          78     3.38333 
          78     6.61667      COMB11         Min     -0.0078    112.5768          78     6.61667 
          78     9.85000      COMB11         Min     -0.0078    -33.6286          78     9.85000 
          78     0.15000      COMB12         Max     -0.1306    -30.6603          78     0.15000 
          78     3.38333      COMB12         Max     -0.0499    113.0940          78     3.38333 
          78     6.61667      COMB12         Max      0.0308    110.6428          78     6.61667 
          78     9.85000      COMB12         Max      0.1115    -38.0138          78     9.85000 
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          78     0.15000      COMB12         Min     -0.1306    -30.6603          78     0.15000 
          78     3.38333      COMB12         Min     -0.0499    113.0940          78     3.38333 
          78     6.61667      COMB12         Min      0.0308    110.6428          78     6.61667 
          78     9.85000      COMB12         Min      0.1115    -38.0138          78     9.85000 
          78     0.15000      COMB13         Max     -0.0099    -40.1969          78     0.15000 
          78     3.38333      COMB13         Max     -0.0099    118.5538          78     3.38333 
          78     6.61667      COMB13         Max     -0.0099    118.5538          78     6.61667 
          78     9.85000      COMB13         Max     -0.0099    -40.1969          78     9.85000 
          78     0.15000      COMB13         Min     -0.0106    -40.2873          78     0.15000 
          78     3.38333      COMB13         Min     -0.0106    118.4634          78     3.38333 
          78     6.61667      COMB13         Min     -0.0106    118.4634          78     6.61667 
          78     9.85000      COMB13         Min     -0.0106    -40.2873          78     9.85000 
          78     0.15000      COMB14         Max      0.1131    -27.7399          78     0.15000 
          78     3.38333      COMB14         Max      0.0309    122.6760          78     3.38333 
          78     6.61667      COMB14         Max      0.0309    122.6760          78     6.61667 
          78     9.85000      COMB14         Max      0.1131    -27.7399          78     9.85000 
          78     0.15000      COMB14         Min     -0.1336    -52.7444          78     0.15000 
          78     3.38333      COMB14         Min     -0.0514    114.3412          78     3.38333 
          78     6.61667      COMB14         Min     -0.0514    114.3412          78     6.61667 
          78     9.85000      COMB14         Min     -0.1336    -52.7444          78     9.85000 
          78     0.15000         INV         Max      0.1131    -17.7899          78     0.15000 
          78     3.38333         INV         Max      0.0309    122.6760          78     3.38333 
          78     6.61667         INV         Max      0.0342    122.6760          78     6.61667 
          78     9.85000         INV         Max      0.1149    -20.7582          78     9.85000 
          78     0.15000         INV         Min     -0.1336    -52.7444          78     0.15000 
          78     3.38333         INV         Min     -0.0526     67.5762          78     3.38333 
          78     6.61667         INV         Min     -0.0514     65.6423          78     6.61667 
          78     9.85000         INV         Min     -0.1336    -52.7444          78     9.85000 
          79     0.15000          PP                 -0.4741     -5.7166          79     0.15000 
          79     1.25000          PP                 -0.4908     10.3311          79     1.25000 
          79     2.35000          PP                 -0.5074      0.2080          79     2.35000 
          79     0.15000        PERM                 -1.2975     -3.1557          79     0.15000 
          79     1.25000        PERM                 -1.3084      0.0991          79     1.25000 
          79     2.35000        PERM                 -1.3192      0.4802          79     2.35000 
          79     0.15000        NEVE                 -0.8878     -2.1592          79     0.15000 
          79     1.25000        NEVE                 -0.8952      0.0678          79     1.25000 
          79     2.35000        NEVE                 -0.9026      0.3285          79     2.35000 
          79     0.15000      VENTOX                  4.5602      0.4794          79     0.15000 
          79     1.25000      VENTOX                  3.6362     -0.0756          79     1.25000 
          79     2.35000      VENTOX                  2.7122     -0.1465          79     2.35000 
          79     0.15000      VENTOY                  0.3679      2.2172          79     0.15000 
          79     1.25000      VENTOY                  4.0623     -0.6951          79     1.25000 
          79     2.35000      VENTOY                  7.7567     -3.1235          79     2.35000 
          79     0.15000      SISMAX         Max      6.2297      1.3474          79     0.15000 
          79     1.25000      SISMAX         Max      4.8729      1.5033          79     1.25000 
          79     2.35000      SISMAX         Max      3.5161      1.6593          79     2.35000 
          79     0.15000      SISMAY         Max      0.5157      3.1832          79     0.15000 
          79     1.25000      SISMAY         Max      4.1246      1.6535          79     1.25000 
          79     2.35000      SISMAY         Max      7.7339      6.4845          79     2.35000 
          79     0.15000        TERM                  1.9024     -1.0586          79     0.15000 
          79     1.25000        TERM                  1.4088     -2.0852          79     1.25000 
          79     2.35000        TERM                  0.9152     -3.1117          79     2.35000 
          79     0.15000       COMB1         Max      0.1307     -9.9309          79     0.15000 
          79     1.25000       COMB1         Max     -0.3904      8.3450          79     1.25000 
          79     2.35000       COMB1         Max     -0.9115     -2.4236          79     2.35000 
          79     0.15000       COMB1         Min      0.1307     -9.9309          79     0.15000 
          79     1.25000       COMB1         Min     -0.3904      8.3450          79     1.25000 
          79     2.35000       COMB1         Min     -0.9115     -2.4236          79     2.35000 
          79     0.15000       COMB2         Max     -0.7570    -12.0901          79     0.15000 
          79     1.25000       COMB2         Max     -1.2856      8.4128          79     1.25000 
          79     2.35000       COMB2         Max     -1.8141     -2.0950          79     2.35000 
          79     0.15000       COMB2         Min     -0.7570    -12.0901          79     0.15000 
          79     1.25000       COMB2         Min     -1.2856      8.4128          79     1.25000 
          79     2.35000       COMB2         Min     -1.8141     -2.0950          79     2.35000 
          79     0.15000       COMB3         Max      4.6909     -9.4515          79     0.15000 
          79     1.25000       COMB3         Max      3.2458      8.2695          79     1.25000 
          79     2.35000       COMB3         Max      1.8007     -2.5701          79     2.35000 
          79     0.15000       COMB3         Min      4.6909     -9.4515          79     0.15000 
          79     1.25000       COMB3         Min      3.2458      8.2695          79     1.25000 
          79     2.35000       COMB3         Min      1.8007     -2.5701          79     2.35000 
          79     0.15000       COMB4         Max      0.4986     -7.7137          79     0.15000 
          79     1.25000       COMB4         Max      3.6719      7.6499          79     1.25000 
          79     2.35000       COMB4         Max      6.8452     -5.5470          79     2.35000 
          79     0.15000       COMB4         Min      0.4986     -7.7137          79     0.15000 
          79     1.25000       COMB4         Min      3.6719      7.6499          79     1.25000 
          79     2.35000       COMB4         Min      6.8452     -5.5470          79     2.35000 
          79     0.15000       COMB5         Max      3.8031    -11.6107          79     0.15000 
          79     1.25000       COMB5         Max      2.3506      8.3373          79     1.25000 
          79     2.35000       COMB5         Max      0.8981     -2.2416          79     2.35000 
          79     0.15000       COMB5         Min      3.8031    -11.6107          79     0.15000 
          79     1.25000       COMB5         Min      2.3506      8.3373          79     1.25000 
          79     2.35000       COMB5         Min      0.8981     -2.2416          79     2.35000 
          79     0.15000       COMB6         Max     -0.3891     -9.8729          79     0.15000 
          79     1.25000       COMB6         Max      2.7767      7.7177          79     1.25000 
          79     2.35000       COMB6         Max      5.9426     -5.2185          79     2.35000 
          79     0.15000       COMB6         Min     -0.3891     -9.8729          79     0.15000 
          79     1.25000       COMB6         Min      2.7767      7.7177          79     1.25000 
          79     2.35000       COMB6         Min      5.9426     -5.2185          79     2.35000 
          79     0.15000       COMB7         Max     -3.6740     -7.8137          79     0.15000 
          79     1.25000       COMB7         Max     -3.2079     12.5154          79     1.25000 
          79     2.35000       COMB7         Max     -2.7418      3.7999          79     2.35000 
          79     0.15000       COMB7         Min     -3.6740     -7.8137          79     0.15000 
          79     1.25000       COMB7         Min     -3.2079     12.5154          79     1.25000 
          79     2.35000       COMB7         Min     -2.7418      3.7999          79     2.35000 
          79     0.15000       COMB8         Max     -4.5618     -9.9728          79     0.15000 
          79     1.25000       COMB8         Max     -4.1031     12.5832          79     1.25000 
          79     2.35000       COMB8         Max     -3.6445      4.1284          79     2.35000 
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          79     0.15000       COMB8         Min     -4.5618     -9.9728          79     0.15000 
          79     1.25000       COMB8         Min     -4.1031     12.5832          79     1.25000 
          79     2.35000       COMB8         Min     -3.6445      4.1284          79     2.35000 
          79     0.15000       COMB9         Max      0.8862     -7.3343          79     0.15000 
          79     1.25000       COMB9         Max      0.4283     12.4398          79     1.25000 
          79     2.35000       COMB9         Max     -0.0296      3.6534          79     2.35000 
          79     0.15000       COMB9         Min      0.8862     -7.3343          79     0.15000 
          79     1.25000       COMB9         Min      0.4283     12.4398          79     1.25000 
          79     2.35000       COMB9         Min     -0.0296      3.6534          79     2.35000 
          79     0.15000      COMB10         Max     -3.3061     -5.5965          79     0.15000 
          79     1.25000      COMB10         Max      0.8544     11.8202          79     1.25000 
          79     2.35000      COMB10         Max      5.0148      0.6764          79     2.35000 
          79     0.15000      COMB10         Min     -3.3061     -5.5965          79     0.15000 
          79     1.25000      COMB10         Min      0.8544     11.8202          79     1.25000 
          79     2.35000      COMB10         Min      5.0148      0.6764          79     2.35000 
          79     0.15000      COMB11         Max     -0.0016     -9.4934          79     0.15000 
          79     1.25000      COMB11         Max     -0.4669     12.5076          79     1.25000 
          79     2.35000      COMB11         Max     -0.9323      3.9819          79     2.35000 
          79     0.15000      COMB11         Min     -0.0016     -9.4934          79     0.15000 
          79     1.25000      COMB11         Min     -0.4669     12.5076          79     1.25000 
          79     2.35000      COMB11         Min     -0.9323      3.9819          79     2.35000 
          79     0.15000      COMB12         Max     -4.1939     -7.7557          79     0.15000 
          79     1.25000      COMB12         Max     -0.0408     11.8880          79     1.25000 
          79     2.35000      COMB12         Max      4.1122      1.0050          79     2.35000 
          79     0.15000      COMB12         Min     -4.1939     -7.7557          79     0.15000 
          79     1.25000      COMB12         Min     -0.0408     11.8880          79     1.25000 
          79     2.35000      COMB12         Min      4.1122      1.0050          79     2.35000 
          79     0.15000      COMB13         Max      3.5703     -9.6841          79     0.15000 
          79     1.25000      COMB13         Max      2.1785     12.0013          79     1.25000 
          79     2.35000      COMB13         Max      0.7868      2.6760          79     2.35000 
          79     0.15000      COMB13         Min     -8.8891    -12.3788          79     0.15000 
          79     1.25000      COMB13         Min     -7.5672      8.9947          79     1.25000 
          79     2.35000      COMB13         Min     -6.2454     -0.6426          79     2.35000 
          79     0.15000      COMB14         Max     -2.1437     -7.8482          79     0.15000 
          79     1.25000      COMB14         Max      1.4302     12.1515          79     1.25000 
          79     2.35000      COMB14         Max      5.0046      7.5012          79     2.35000 
          79     0.15000      COMB14         Min     -3.1751    -14.2147          79     0.15000 
          79     1.25000      COMB14         Min     -6.8189      8.8445          79     1.25000 
          79     2.35000      COMB14         Min    -10.4632     -5.4678          79     2.35000 
          79     0.15000         INV         Max      4.6909     -5.5965          79     0.15000 
          79     1.25000         INV         Max      3.6719     12.5832          79     1.25000 
          79     2.35000         INV         Max      6.8452      7.5012          79     2.35000 
          79     0.15000         INV         Min     -8.8891    -14.2147          79     0.15000 
          79     1.25000         INV         Min     -7.5672      7.6499          79     1.25000 
          79     2.35000         INV         Min    -10.4632     -5.5470          79     2.35000 
          80     0.15000          PP                 -0.5172      1.1872          80     0.15000 
          80     1.25000          PP                 -0.5707     17.5003          80     1.25000 
          80     2.35000          PP                 -0.6241      7.6427          80     2.35000 
          80     0.15000        PERM                 -1.3261      1.4489          80     0.15000 
          80     1.25000        PERM                 -1.3605      8.2559          80     1.25000 
          80     2.35000        PERM                 -1.3949     12.1892          80     2.35000 
          80     0.15000        NEVE                 -0.9073      0.9913          80     0.15000 
          80     1.25000        NEVE                 -0.9308      5.6488          80     1.25000 
          80     2.35000        NEVE                 -0.9544      8.3400          80     2.35000 
          80     0.15000      VENTOX                  2.2049     -0.3079          80     0.15000 
          80     1.25000      VENTOX                 -0.6048     -1.4217          80     1.25000 
          80     2.35000      VENTOX                 -3.4144     -2.0515          80     2.35000 
          80     0.15000      VENTOY                  8.7801     -0.1106          80     0.15000 
          80     1.25000      VENTOY                 12.4471     -4.2045          80     1.25000 
          80     2.35000      VENTOY                 16.1141     -7.8144          80     2.35000 
          80     0.15000      SISMAX         Max      2.7895      1.6044          80     0.15000 
          80     1.25000      SISMAX         Max      1.2002      0.7697          80     1.25000 
          80     2.35000      SISMAX         Max      5.1899      0.0649          80     2.35000 
          80     0.15000      SISMAY         Max      8.7761      0.4334          80     0.15000 
          80     1.25000      SISMAY         Max     12.4560      6.6113          80     1.25000 
          80     2.35000      SISMAY         Max     16.1366     12.8679          80     2.35000 
          80     0.15000        TERM                  0.6369     -2.0468          80     0.15000 
          80     1.25000        TERM                 -0.9159     -3.7670          80     1.25000 
          80     2.35000        TERM                 -2.4686     -5.4872          80     2.35000 
          80     0.15000       COMB1         Max     -1.2064      0.5893          80     0.15000 
          80     1.25000       COMB1         Max     -2.8470     21.9893          80     1.25000 
          80     2.35000       COMB1         Max     -4.4876     14.3448          80     2.35000 
          80     0.15000       COMB1         Min     -1.2064      0.5893          80     0.15000 
          80     1.25000       COMB1         Min     -2.8470     21.9893          80     1.25000 
          80     2.35000       COMB1         Min     -4.4876     14.3448          80     2.35000 
          80     0.15000       COMB2         Max     -2.1138      1.5806          80     0.15000 
          80     1.25000       COMB2         Max     -3.7779     27.6381          80     1.25000 
          80     2.35000       COMB2         Max     -5.4420     22.6848          80     2.35000 
          80     0.15000       COMB2         Min     -2.1138      1.5806          80     0.15000 
          80     1.25000       COMB2         Min     -3.7779     27.6381          80     1.25000 
          80     2.35000       COMB2         Min     -5.4420     22.6848          80     2.35000 
          80     0.15000       COMB3         Max      0.9985      0.2814          80     0.15000 
          80     1.25000       COMB3         Max     -3.4518     20.5676          80     1.25000 
          80     2.35000       COMB3         Max     -7.9020     12.2933          80     2.35000 
          80     0.15000       COMB3         Min      0.9985      0.2814          80     0.15000 
          80     1.25000       COMB3         Min     -3.4518     20.5676          80     1.25000 
          80     2.35000       COMB3         Min     -7.9020     12.2933          80     2.35000 
          80     0.15000       COMB4         Max      7.5736      0.4787          80     0.15000 
          80     1.25000       COMB4         Max      9.6001     17.7848          80     1.25000 
          80     2.35000       COMB4         Max     11.6266      6.5304          80     2.35000 
          80     0.15000       COMB4         Min      7.5736      0.4787          80     0.15000 
          80     1.25000       COMB4         Min      9.6001     17.7848          80     1.25000 
          80     2.35000       COMB4         Min     11.6266      6.5304          80     2.35000 
          80     0.15000       COMB5         Max      0.0912      1.2728          80     0.15000 
          80     1.25000       COMB5         Max     -4.3826     26.2164          80     1.25000 
          80     2.35000       COMB5         Max     -8.8564     20.6333          80     2.35000 
          80     0.15000       COMB5         Min      0.0912      1.2728          80     0.15000 
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          80     1.25000       COMB5         Min     -4.3826     26.2164          80     1.25000 
          80     2.35000       COMB5         Min     -8.8564     20.6333          80     2.35000 
          80     0.15000       COMB6         Max      6.6663      1.4700          80     0.15000 
          80     1.25000       COMB6         Max      8.6692     23.4336          80     1.25000 
          80     2.35000       COMB6         Max     10.6722     14.8704          80     2.35000 
          80     0.15000       COMB6         Min      6.6663      1.4700          80     0.15000 
          80     1.25000       COMB6         Min      8.6692     23.4336          80     1.25000 
          80     2.35000       COMB6         Min     10.6722     14.8704          80     2.35000 
          80     0.15000       COMB7         Max     -2.4802      4.6828          80     0.15000 
          80     1.25000       COMB7         Max     -1.0153     29.5233          80     1.25000 
          80     2.35000       COMB7         Max      0.4496     25.3192          80     2.35000 
          80     0.15000       COMB7         Min     -2.4802      4.6828          80     0.15000 
          80     1.25000       COMB7         Min     -1.0153     29.5233          80     1.25000 
          80     2.35000       COMB7         Min      0.4496     25.3192          80     2.35000 
          80     0.15000       COMB8         Max     -3.3875      5.6742          80     0.15000 
          80     1.25000       COMB8         Max     -1.9461     35.1721          80     1.25000 
          80     2.35000       COMB8         Max     -0.5048     33.6592          80     2.35000 
          80     0.15000       COMB8         Min     -3.3875      5.6742          80     0.15000 
          80     1.25000       COMB8         Min     -1.9461     35.1721          80     1.25000 
          80     2.35000       COMB8         Min     -0.5048     33.6592          80     2.35000 
          80     0.15000       COMB9         Max     -0.2752      4.3749          80     0.15000 
          80     1.25000       COMB9         Max     -1.6200     28.1016          80     1.25000 
          80     2.35000       COMB9         Max     -2.9648     23.2677          80     2.35000 
          80     0.15000       COMB9         Min     -0.2752      4.3749          80     0.15000 
          80     1.25000       COMB9         Min     -1.6200     28.1016          80     1.25000 
          80     2.35000       COMB9         Min     -2.9648     23.2677          80     2.35000 
          80     0.15000      COMB10         Max      6.2999      4.5722          80     0.15000 
          80     1.25000      COMB10         Max     11.4318     25.3188          80     1.25000 
          80     2.35000      COMB10         Max     16.5637     17.5048          80     2.35000 
          80     0.15000      COMB10         Min      6.2999      4.5722          80     0.15000 
          80     1.25000      COMB10         Min     11.4318     25.3188          80     1.25000 
          80     2.35000      COMB10         Min     16.5637     17.5048          80     2.35000 
          80     0.15000      COMB11         Max     -1.1826      5.3663          80     0.15000 
          80     1.25000      COMB11         Max     -2.5509     33.7504          80     1.25000 
          80     2.35000      COMB11         Max     -3.9192     31.6077          80     2.35000 
          80     0.15000      COMB11         Min     -1.1826      5.3663          80     0.15000 
          80     1.25000      COMB11         Min     -2.5509     33.7504          80     1.25000 
          80     2.35000      COMB11         Min     -3.9192     31.6077          80     2.35000 
          80     0.15000      COMB12         Max      5.3926      5.5635          80     0.15000 
          80     1.25000      COMB12         Max     10.5010     30.9676          80     1.25000 
          80     2.35000      COMB12         Max     15.6094     25.8448          80     2.35000 
          80     0.15000      COMB12         Min      5.3926      5.5635          80     0.15000 
          80     1.25000      COMB12         Min     10.5010     30.9676          80     1.25000 
          80     2.35000      COMB12         Min     15.6094     25.8448          80     2.35000 
          80     0.15000      COMB13         Max      0.0389      5.2318          80     0.15000 
          80     1.25000      COMB13         Max     -1.6618     32.1748          80     1.25000 
          80     2.35000      COMB13         Max      2.2165     28.2369          80     2.35000 
          80     0.15000      COMB13         Min     -5.5401      2.0230          80     0.15000 
          80     1.25000      COMB13         Min     -4.0622     30.6353          80     1.25000 
          80     2.35000      COMB13         Min     -8.1632     28.1071          80     2.35000 
          80     0.15000      COMB14         Max      6.0255      4.0608          80     0.15000 
          80     1.25000      COMB14         Max      9.5940     38.0164          80     1.25000 
          80     2.35000      COMB14         Max     13.1632     41.0399          80     2.35000 
          80     0.15000      COMB14         Min    -11.5268      3.1940          80     0.15000 
          80     1.25000      COMB14         Min    -15.3180     24.7937          80     1.25000 
          80     2.35000      COMB14         Min    -19.1099     15.3041          80     2.35000 
          80     0.15000         INV         Max      7.5736      5.6742          80     0.15000 
          80     1.25000         INV         Max     11.4318     38.0164          80     1.25000 
          80     2.35000         INV         Max     16.5637     41.0399          80     2.35000 
          80     0.15000         INV         Min    -11.5268      0.2814          80     0.15000 
          80     1.25000         INV         Min    -15.3180     17.7848          80     1.25000 
          80     2.35000         INV         Min    -19.1099      6.5304          80     2.35000 
          81     0.15000          PP                 -0.0237      3.1491          81     0.15000 
          81     1.25000          PP                 -0.2044     16.7079          81     1.25000 
          81     2.35000          PP                 -0.3852      4.0959          81     2.35000 
          81     0.15000        PERM                 -0.0632     -0.5637          81     0.15000 
          81     1.25000        PERM                 -0.5730     -4.6223          81     1.25000 
          81     2.35000        PERM                 -1.0828     -8.6809          81     2.35000 
          81     0.15000        NEVE                 -0.0432     -0.3857          81     0.15000 
          81     1.25000        NEVE                 -0.3920     -3.1627          81     1.25000 
          81     2.35000        NEVE                 -0.7408     -5.9396          81     2.35000 
          81     0.15000      VENTOX                  0.0107     -0.6844          81     0.15000 
          81     1.25000      VENTOX                  0.0971      0.4087          81     1.25000 
          81     2.35000      VENTOX                  0.1834      1.5019          81     2.35000 
          81     0.15000      VENTOY                  0.0487      0.8069          81     0.15000 
          81     1.25000      VENTOY                  2.5215      0.9161          81     1.25000 
          81     2.35000      VENTOY                  4.9942      1.0253          81     2.35000 
          81     0.15000      SISMAX         Max   1.666E-04     13.2050          81     0.15000 
          81     1.25000      SISMAX         Max      0.0012      6.2679          81     1.25000 
          81     2.35000      SISMAX         Max      0.0023      0.6694          81     2.35000 
          81     0.15000      SISMAY         Max      0.3486      2.3683          81     0.15000 
          81     1.25000      SISMAY         Max      4.1640      0.6911          81     1.25000 
          81     2.35000      SISMAY         Max      8.1986      1.1952          81     2.35000 
          81     0.15000        TERM                 -0.0186    -13.5556          81     0.15000 
          81     1.25000        TERM                 -0.1603     -6.8501          81     1.25000 
          81     2.35000        TERM                 -0.3021     -0.1445          81     2.35000 
          81     0.15000       COMB1         Max     -0.1054    -10.9703          81     0.15000 
          81     1.25000       COMB1         Max     -0.9377      5.2355          81     1.25000 
          81     2.35000       COMB1         Max     -1.7701     -4.7295          81     2.35000 
          81     0.15000       COMB1         Min     -0.1054    -10.9703          81     0.15000 
          81     1.25000       COMB1         Min     -0.9377      5.2355          81     1.25000 
          81     2.35000       COMB1         Min     -1.7701     -4.7295          81     2.35000 
          81     0.15000       COMB2         Max     -0.1487    -11.3560          81     0.15000 
          81     1.25000       COMB2         Max     -1.3298      2.0728          81     1.25000 
          81     2.35000       COMB2         Max     -2.5109    -10.6691          81     2.35000 
          81     0.15000       COMB2         Min     -0.1487    -11.3560          81     0.15000 
          81     1.25000       COMB2         Min     -1.3298      2.0728          81     1.25000 
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          81     2.35000       COMB2         Min     -2.5109    -10.6691          81     2.35000 
          81     0.15000       COMB3         Max     -0.0947    -11.6547          81     0.15000 
          81     1.25000       COMB3         Max     -0.8407      5.6442          81     1.25000 
          81     2.35000       COMB3         Max     -1.5867     -3.2277          81     2.35000 
          81     0.15000       COMB3         Min     -0.0947    -11.6547          81     0.15000 
          81     1.25000       COMB3         Min     -0.8407      5.6442          81     1.25000 
          81     2.35000       COMB3         Min     -1.5867     -3.2277          81     2.35000 
          81     0.15000       COMB4         Max     -0.0567    -10.1634          81     0.15000 
          81     1.25000       COMB4         Max      1.5837      6.1516          81     1.25000 
          81     2.35000       COMB4         Max      3.2241     -3.7042          81     2.35000 
          81     0.15000       COMB4         Min     -0.0567    -10.1634          81     0.15000 
          81     1.25000       COMB4         Min      1.5837      6.1516          81     1.25000 
          81     2.35000       COMB4         Min      3.2241     -3.7042          81     2.35000 
          81     0.15000       COMB5         Max     -0.1380    -12.0404          81     0.15000 
          81     1.25000       COMB5         Max     -1.2327      2.4815          81     1.25000 
          81     2.35000       COMB5         Max     -2.3275     -9.1672          81     2.35000 
          81     0.15000       COMB5         Min     -0.1380    -12.0404          81     0.15000 
          81     1.25000       COMB5         Min     -1.2327      2.4815          81     1.25000 
          81     2.35000       COMB5         Min     -2.3275     -9.1672          81     2.35000 
          81     0.15000       COMB6         Max     -0.0999    -10.5491          81     0.15000 
          81     1.25000       COMB6         Max      1.1917      2.9889          81     1.25000 
          81     2.35000       COMB6         Max      2.4833     -9.6438          81     2.35000 
          81     0.15000       COMB6         Min     -0.0999    -10.5491          81     0.15000 
          81     1.25000       COMB6         Min      1.1917      2.9889          81     1.25000 
          81     2.35000       COMB6         Min      2.4833     -9.6438          81     2.35000 
          81     0.15000       COMB7         Max     -0.0683     16.1409          81     0.15000 
          81     1.25000       COMB7         Max     -0.6171     18.9356          81     1.25000 
          81     2.35000       COMB7         Max     -1.1658     -4.4405          81     2.35000 
          81     0.15000       COMB7         Min     -0.0683     16.1409          81     0.15000 
          81     1.25000       COMB7         Min     -0.6171     18.9356          81     1.25000 
          81     2.35000       COMB7         Min     -1.1658     -4.4405          81     2.35000 
          81     0.15000       COMB8         Max     -0.1116     15.7552          81     0.15000 
          81     1.25000       COMB8         Max     -1.0091     15.7730          81     1.25000 
          81     2.35000       COMB8         Max     -1.9067    -10.3801          81     2.35000 
          81     0.15000       COMB8         Min     -0.1116     15.7552          81     0.15000 
          81     1.25000       COMB8         Min     -1.0091     15.7730          81     1.25000 
          81     2.35000       COMB8         Min     -1.9067    -10.3801          81     2.35000 
          81     0.15000       COMB9         Max     -0.0576     15.4565          81     0.15000 
          81     1.25000       COMB9         Max     -0.5200     19.3443          81     1.25000 
          81     2.35000       COMB9         Max     -0.9824     -2.9386          81     2.35000 
          81     0.15000       COMB9         Min     -0.0576     15.4565          81     0.15000 
          81     1.25000       COMB9         Min     -0.5200     19.3443          81     1.25000 
          81     2.35000       COMB9         Min     -0.9824     -2.9386          81     2.35000 
          81     0.15000      COMB10         Max     -0.0196     16.9479          81     0.15000 
          81     1.25000      COMB10         Max      1.9044     19.8517          81     1.25000 
          81     2.35000      COMB10         Max      3.8284     -3.4152          81     2.35000 
          81     0.15000      COMB10         Min     -0.0196     16.9479          81     0.15000 
          81     1.25000      COMB10         Min      1.9044     19.8517          81     1.25000 
          81     2.35000      COMB10         Min      3.8284     -3.4152          81     2.35000 
          81     0.15000      COMB11         Max     -0.1008     15.0708          81     0.15000 
          81     1.25000      COMB11         Max     -0.9121     16.1817          81     1.25000 
          81     2.35000      COMB11         Max     -1.7233     -8.8782          81     2.35000 
          81     0.15000      COMB11         Min     -0.1008     15.0708          81     0.15000 
          81     1.25000      COMB11         Min     -0.9121     16.1817          81     1.25000 
          81     2.35000      COMB11         Min     -1.7233     -8.8782          81     2.35000 
          81     0.15000      COMB12         Max     -0.0628     16.5621          81     0.15000 
          81     1.25000      COMB12         Max      1.5124     16.6891          81     1.25000 
          81     2.35000      COMB12         Max      3.0875     -9.3548          81     2.35000 
          81     0.15000      COMB12         Min     -0.0628     16.5621          81     0.15000 
          81     1.25000      COMB12         Min      1.5124     16.6891          81     1.25000 
          81     2.35000      COMB12         Min      3.0875     -9.3548          81     2.35000 
          81     0.15000      COMB13         Max     -0.1299     15.4046          81     0.15000 
          81     1.25000      COMB13         Max     -1.1682     15.1907          81     1.25000 
          81     2.35000      COMB13         Max     -2.2064     -9.8552          81     2.35000 
          81     0.15000      COMB13         Min     -0.1303    -11.0054          81     0.15000 
          81     1.25000      COMB13         Min     -1.1707      2.6550          81     1.25000 
          81     2.35000      COMB13         Min     -2.2111    -11.1939          81     2.35000 
          81     0.15000      COMB14         Max      0.2185      4.5679          81     0.15000 
          81     1.25000      COMB14         Max      2.9946      9.6140          81     1.25000 
          81     2.35000      COMB14         Max      5.9898     -9.3294          81     2.35000 
          81     0.15000      COMB14         Min     -0.4787     -0.1687          81     0.15000 
          81     1.25000      COMB14         Min     -5.3335      8.2318          81     1.25000 
          81     2.35000      COMB14         Min    -10.4074    -11.7198          81     2.35000 
          81     0.15000         INV         Max      0.2185     16.9479          81     0.15000 
          81     1.25000         INV         Max      2.9946     19.8517          81     1.25000 
          81     2.35000         INV         Max      5.9898     -2.9386          81     2.35000 
          81     0.15000         INV         Min     -0.4787    -12.0404          81     0.15000 
          81     1.25000         INV         Min     -5.3335      2.0728          81     1.25000 
          81     2.35000         INV         Min    -10.4074    -11.7198          81     2.35000 
          82     0.15000          PP                 -0.3715      3.1927          82     0.15000 
          82     1.25000          PP                 -0.0905     10.0706          82     1.25000 
          82     2.35000          PP                  0.1904     -9.2223          82     2.35000 
          82     0.15000        PERM                 -1.0803     -8.0480          82     0.15000 
          82     1.25000        PERM                 -0.5577      1.5518          82     1.25000 
          82     2.35000        PERM                 -0.0351     11.1515          82     2.35000 
          82     0.15000        NEVE                 -0.7392     -5.5065          82     0.15000 
          82     1.25000        NEVE                 -0.3816      1.0617          82     1.25000 
          82     2.35000        NEVE                 -0.0240      7.6300          82     2.35000 
          82     0.15000      VENTOX                  0.1831      1.0115          82     0.15000 
          82     1.25000      VENTOX                  0.0956     -0.2434          82     1.25000 
          82     2.35000      VENTOX                  0.0081     -1.4983          82     2.35000 
          82     0.15000      VENTOY                  5.4782      1.2963          82     0.15000 
          82     1.25000      VENTOY                  6.5900     -0.3312          82     1.25000 
          82     2.35000      VENTOY                  7.7017     -1.9586          82     2.35000 
          82     0.15000      SISMAX         Max      0.0025      5.8329          82     0.15000 
          82     1.25000      SISMAX         Max      0.0028      0.3002          82     1.25000 
          82     2.35000      SISMAX         Max      0.0033      6.4329          82     2.35000 
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          82     0.15000      SISMAY         Max      9.0298      0.4922          82     0.15000 
          82     1.25000      SISMAY         Max     10.9838      0.0827          82     1.25000 
          82     2.35000      SISMAY         Max     12.9503      0.5622          82     2.35000 
          82     0.15000        TERM                 -0.2915     -5.5284          82     0.15000 
          82     1.25000        TERM                 -0.0720     -0.4539          82     1.25000 
          82     2.35000        TERM                  0.1476      4.6205          82     2.35000 
          82     0.15000       COMB1         Max     -1.7433    -10.3837          82     0.15000 
          82     1.25000       COMB1         Max     -0.7202     11.1684          82     1.25000 
          82     2.35000       COMB1         Max      0.3029      6.5497          82     2.35000 
          82     0.15000       COMB1         Min     -1.7433    -10.3837          82     0.15000 
          82     1.25000       COMB1         Min     -0.7202     11.1684          82     1.25000 
          82     2.35000       COMB1         Min      0.3029      6.5497          82     2.35000 
          82     0.15000       COMB2         Max     -2.4825    -15.8902          82     0.15000 
          82     1.25000       COMB2         Max     -1.1018     12.2301          82     1.25000 
          82     2.35000       COMB2         Max      0.2789     14.1797          82     2.35000 
          82     0.15000       COMB2         Min     -2.4825    -15.8902          82     0.15000 
          82     1.25000       COMB2         Min     -1.1018     12.2301          82     1.25000 
          82     2.35000       COMB2         Min      0.2789     14.1797          82     2.35000 
          82     0.15000       COMB3         Max     -1.5602     -9.3722          82     0.15000 
          82     1.25000       COMB3         Max     -0.6246     10.9250          82     1.25000 
          82     2.35000       COMB3         Max      0.3109      5.0514          82     2.35000 
          82     0.15000       COMB3         Min     -1.5602     -9.3722          82     0.15000 
          82     1.25000       COMB3         Min     -0.6246     10.9250          82     1.25000 
          82     2.35000       COMB3         Min      0.3109      5.0514          82     2.35000 
          82     0.15000       COMB4         Max      3.7350     -9.0874          82     0.15000 
          82     1.25000       COMB4         Max      5.8698     10.8372          82     1.25000 
          82     2.35000       COMB4         Max      8.0046      4.5911          82     2.35000 
          82     0.15000       COMB4         Min      3.7350     -9.0874          82     0.15000 
          82     1.25000       COMB4         Min      5.8698     10.8372          82     1.25000 
          82     2.35000       COMB4         Min      8.0046      4.5911          82     2.35000 
          82     0.15000       COMB5         Max     -2.2993    -14.8788          82     0.15000 
          82     1.25000       COMB5         Max     -1.0062     11.9867          82     1.25000 
          82     2.35000       COMB5         Max      0.2869     12.6814          82     2.35000 
          82     0.15000       COMB5         Min     -2.2993    -14.8788          82     0.15000 
          82     1.25000       COMB5         Min     -1.0062     11.9867          82     1.25000 
          82     2.35000       COMB5         Min      0.2869     12.6814          82     2.35000 
          82     0.15000       COMB6         Max      2.9958    -14.5939          82     0.15000 
          82     1.25000       COMB6         Max      5.4882     11.8990          82     1.25000 
          82     2.35000       COMB6         Max      7.9806     12.2211          82     2.35000 
          82     0.15000       COMB6         Min      2.9958    -14.5939          82     0.15000 
          82     1.25000       COMB6         Min      5.4882     11.8990          82     1.25000 
          82     2.35000       COMB6         Min      7.9806     12.2211          82     2.35000 
          82     0.15000       COMB7         Max     -1.1603      0.6731          82     0.15000 
          82     1.25000       COMB7         Max     -0.5763     12.0763          82     1.25000 
          82     2.35000       COMB7         Max      0.0077     -2.6912          82     2.35000 
          82     0.15000       COMB7         Min     -1.1603      0.6731          82     0.15000 
          82     1.25000       COMB7         Min     -0.5763     12.0763          82     1.25000 
          82     2.35000       COMB7         Min      0.0077     -2.6912          82     2.35000 
          82     0.15000       COMB8         Max     -1.8995     -4.8335          82     0.15000 
          82     1.25000       COMB8         Max     -0.9579     13.1380          82     1.25000 
          82     2.35000       COMB8         Max     -0.0162      4.9388          82     2.35000 
          82     0.15000       COMB8         Min     -1.8995     -4.8335          82     0.15000 
          82     1.25000       COMB8         Min     -0.9579     13.1380          82     1.25000 
          82     2.35000       COMB8         Min     -0.0162      4.9388          82     2.35000 
          82     0.15000       COMB9         Max     -0.9772      1.6846          82     0.15000 
          82     1.25000       COMB9         Max     -0.4807     11.8329          82     1.25000 
          82     2.35000       COMB9         Max      0.0158     -4.1896          82     2.35000 
          82     0.15000       COMB9         Min     -0.9772      1.6846          82     0.15000 
          82     1.25000       COMB9         Min     -0.4807     11.8329          82     1.25000 
          82     2.35000       COMB9         Min      0.0158     -4.1896          82     2.35000 
          82     0.15000      COMB10         Max      4.3179      1.9694          82     0.15000 
          82     1.25000      COMB10         Max      6.0137     11.7451          82     1.25000 
          82     2.35000      COMB10         Max      7.7094     -4.6499          82     2.35000 
          82     0.15000      COMB10         Min      4.3179      1.9694          82     0.15000 
          82     1.25000      COMB10         Min      6.0137     11.7451          82     1.25000 
          82     2.35000      COMB10         Min      7.7094     -4.6499          82     2.35000 
          82     0.15000      COMB11         Max     -1.7164     -3.8220          82     0.15000 
          82     1.25000      COMB11         Max     -0.8623     12.8946          82     1.25000 
          82     2.35000      COMB11         Max     -0.0082      3.4405          82     2.35000 
          82     0.15000      COMB11         Min     -1.7164     -3.8220          82     0.15000 
          82     1.25000      COMB11         Min     -0.8623     12.8946          82     1.25000 
          82     2.35000      COMB11         Min     -0.0082      3.4405          82     2.35000 
          82     0.15000      COMB12         Max      3.5787     -3.5372          82     0.15000 
          82     1.25000      COMB12         Max      5.6321     12.8069          82     1.25000 
          82     2.35000      COMB12         Max      7.6854      2.9801          82     2.35000 
          82     0.15000      COMB12         Min      3.5787     -3.5372          82     0.15000 
          82     1.25000      COMB12         Min      5.6321     12.8069          82     1.25000 
          82     2.35000      COMB12         Min      7.6854      2.9801          82     2.35000 
          82     0.15000      COMB13         Max     -2.1885     -4.5290          82     0.15000 
          82     1.25000      COMB13         Max     -1.0270     12.9843          82     1.25000 
          82     2.35000      COMB13         Max      0.1346     15.9922          82     2.35000 
          82     0.15000      COMB13         Min     -2.1935    -16.1947          82     0.15000 
          82     1.25000      COMB13         Min     -1.0326     12.3839          82     1.25000 
          82     2.35000      COMB13         Min      0.1280      3.1263          82     2.35000 
          82     0.15000      COMB14         Max      6.8388     -9.8697          82     0.15000 
          82     1.25000      COMB14         Max      9.9540     12.7668          82     1.25000 
          82     2.35000      COMB14         Max     13.0816     10.1215          82     2.35000 
          82     0.15000      COMB14         Min    -11.2208    -10.8540          82     0.15000 
          82     1.25000      COMB14         Min    -12.0137     12.6014          82     1.25000 
          82     2.35000      COMB14         Min    -12.8190      8.9970          82     2.35000 
          82     0.15000         INV         Max      6.8388      1.9694          82     0.15000 
          82     1.25000         INV         Max      9.9540     13.1380          82     1.25000 
          82     2.35000         INV         Max     13.0816     15.9922          82     2.35000 
          82     0.15000         INV         Min    -11.2208    -16.1947          82     0.15000 
          82     1.25000         INV         Min    -12.0137     10.8372          82     1.25000 
          82     2.35000         INV         Min    -12.8190     -4.6499          82     2.35000 
          83     0.15000          PP                  0.1991     -9.7717          83     0.15000 
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          83     1.25000          PP                 -0.0178      5.3986          83     1.25000 
          83     2.35000          PP                 -0.2346     -5.6020          83     2.35000 
          83     0.15000        PERM                 -0.0310     11.0133          83     0.15000 
          83     1.25000        PERM                 -0.5429      1.4661          83     1.25000 
          83     2.35000        PERM                 -1.0548     -8.0811          83     2.35000 
          83     0.15000        NEVE                 -0.0212      7.5354          83     0.15000 
          83     1.25000        NEVE                 -0.3715      1.0031          83     1.25000 
          83     2.35000        NEVE                 -0.7217     -5.5292          83     2.35000 
          83     0.15000      VENTOX                  0.0078     -2.2359          83     0.15000 
          83     1.25000      VENTOX                  0.0966     -0.3291          83     1.25000 
          83     2.35000      VENTOX                  0.1853      1.5778          83     2.35000 
          83     0.15000      VENTOY                  7.8473     -1.2152          83     0.15000 
          83     1.25000      VENTOY                  9.4455     -0.1358          83     1.25000 
          83     2.35000      VENTOY                 11.0437      0.9436          83     2.35000 
          83     0.15000      SISMAX         Max      0.0038      6.4557          83     0.15000 
          83     1.25000      SISMAX         Max      0.0074      1.3947          83     1.25000 
          83     2.35000      SISMAX         Max      0.0110      3.6663          83     2.35000 
          83     0.15000      SISMAY         Max     13.1908      2.1136          83     0.15000 
          83     1.25000      SISMAY         Max     15.5133      0.4313          83     1.25000 
          83     2.35000      SISMAY         Max     17.8572      1.2575          83     2.35000 
          83     0.15000        TERM                  0.1545     -3.8896          83     0.15000 
          83     1.25000        TERM                 -0.0142     -0.9977          83     1.25000 
          83     2.35000        TERM                 -0.1829      1.8942          83     2.35000 
          83     0.15000       COMB1         Max      0.3226     -2.6481          83     0.15000 
          83     1.25000       COMB1         Max     -0.5749      5.8669          83     1.25000 
          83     2.35000       COMB1         Max     -1.4723    -11.7888          83     2.35000 
          83     0.15000       COMB1         Min      0.3226     -2.6481          83     0.15000 
          83     1.25000       COMB1         Min     -0.5749      5.8669          83     1.25000 
          83     2.35000       COMB1         Min     -1.4723    -11.7888          83     2.35000 
          83     0.15000       COMB2         Max      0.3014      4.8873          83     0.15000 
          83     1.25000       COMB2         Max     -0.9463      6.8701          83     1.25000 
          83     2.35000       COMB2         Max     -2.1940    -17.3180          83     2.35000 
          83     0.15000       COMB2         Min      0.3014      4.8873          83     0.15000 
          83     1.25000       COMB2         Min     -0.9463      6.8701          83     1.25000 
          83     2.35000       COMB2         Min     -2.1940    -17.3180          83     2.35000 
          83     0.15000       COMB3         Max      0.3304     -4.8840          83     0.15000 
          83     1.25000       COMB3         Max     -0.4783      5.5379          83     1.25000 
          83     2.35000       COMB3         Max     -1.2870    -10.2110          83     2.35000 
          83     0.15000       COMB3         Min      0.3304     -4.8840          83     0.15000 
          83     1.25000       COMB3         Min     -0.4783      5.5379          83     1.25000 
          83     2.35000       COMB3         Min     -1.2870    -10.2110          83     2.35000 
          83     0.15000       COMB4         Max      8.1699     -3.8633          83     0.15000 
          83     1.25000       COMB4         Max      8.8706      5.7311          83     1.25000 
          83     2.35000       COMB4         Max      9.5714    -10.8453          83     2.35000 
          83     0.15000       COMB4         Min      8.1699     -3.8633          83     0.15000 
          83     1.25000       COMB4         Min      8.8706      5.7311          83     1.25000 
          83     2.35000       COMB4         Min      9.5714    -10.8453          83     2.35000 
          83     0.15000       COMB5         Max      0.3092      2.6514          83     0.15000 
          83     1.25000       COMB5         Max     -0.8498      6.5410          83     1.25000 
          83     2.35000       COMB5         Max     -2.0087    -15.7402          83     2.35000 
          83     0.15000       COMB5         Min      0.3092      2.6514          83     0.15000 
          83     1.25000       COMB5         Min     -0.8498      6.5410          83     1.25000 
          83     2.35000       COMB5         Min     -2.0087    -15.7402          83     2.35000 
          83     0.15000       COMB6         Max      8.1486      3.6721          83     0.15000 
          83     1.25000       COMB6         Max      8.4992      6.7342          83     1.25000 
          83     2.35000       COMB6         Max      8.8497    -16.3744          83     2.35000 
          83     0.15000       COMB6         Min      8.1486      3.6721          83     0.15000 
          83     1.25000       COMB6         Min      8.4992      6.7342          83     1.25000 
          83     2.35000       COMB6         Min      8.8497    -16.3744          83     2.35000 
          83     0.15000       COMB7         Max      0.0136      5.1312          83     0.15000 
          83     1.25000       COMB7         Max     -0.5465      7.8624          83     1.25000 
          83     2.35000       COMB7         Max     -1.1066    -15.5772          83     2.35000 
          83     0.15000       COMB7         Min      0.0136      5.1312          83     0.15000 
          83     1.25000       COMB7         Min     -0.5465      7.8624          83     1.25000 
          83     2.35000       COMB7         Min     -1.1066    -15.5772          83     2.35000 
          83     0.15000       COMB8         Max     -0.0076     12.6666          83     0.15000 
          83     1.25000       COMB8         Max     -0.9180      8.8655          83     1.25000 
          83     2.35000       COMB8         Max     -1.8283    -21.1063          83     2.35000 
          83     0.15000       COMB8         Min     -0.0076     12.6666          83     0.15000 
          83     1.25000       COMB8         Min     -0.9180      8.8655          83     1.25000 
          83     2.35000       COMB8         Min     -1.8283    -21.1063          83     2.35000 
          83     0.15000       COMB9         Max      0.0214      2.8953          83     0.15000 
          83     1.25000       COMB9         Max     -0.4499      7.5333          83     1.25000 
          83     2.35000       COMB9         Max     -0.9213    -13.9994          83     2.35000 
          83     0.15000       COMB9         Min      0.0214      2.8953          83     0.15000 
          83     1.25000       COMB9         Min     -0.4499      7.5333          83     1.25000 
          83     2.35000       COMB9         Min     -0.9213    -13.9994          83     2.35000 
          83     0.15000      COMB10         Max      7.8609      3.9160          83     0.15000 
          83     1.25000      COMB10         Max      8.8990      7.7266          83     1.25000 
          83     2.35000      COMB10         Max      9.9371    -14.6336          83     2.35000 
          83     0.15000      COMB10         Min      7.8609      3.9160          83     0.15000 
          83     1.25000      COMB10         Min      8.8990      7.7266          83     1.25000 
          83     2.35000      COMB10         Min      9.9371    -14.6336          83     2.35000 
          83     0.15000      COMB11         Max   1.582E-04     10.4307          83     0.15000 
          83     1.25000      COMB11         Max     -0.8214      8.5365          83     1.25000 
          83     2.35000      COMB11         Max     -1.6430    -19.5286          83     2.35000 
          83     0.15000      COMB11         Min   1.582E-04     10.4307          83     0.15000 
          83     1.25000      COMB11         Min     -0.8214      8.5365          83     1.25000 
          83     2.35000      COMB11         Min     -1.6430    -19.5286          83     2.35000 
          83     0.15000      COMB12         Max      7.8396     11.4514          83     0.15000 
          83     1.25000      COMB12         Max      8.5275      8.7297          83     1.25000 
          83     2.35000      COMB12         Max      9.2154    -20.1628          83     2.35000 
          83     0.15000      COMB12         Min      7.8396     11.4514          83     0.15000 
          83     1.25000      COMB12         Min      8.5275      8.7297          83     1.25000 
          83     2.35000      COMB12         Min      9.2154    -20.1628          83     2.35000 
          83     0.15000      COMB13         Max      0.1507     15.2327          83     0.15000 
          83     1.25000      COMB13         Max     -0.9248      9.2625          83     1.25000 
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          83     2.35000      COMB13         Max     -2.0001    -15.5459          83     2.35000 
          83     0.15000      COMB13         Min      0.1430      2.3212          83     0.15000 
          83     1.25000      COMB13         Min     -0.9396      6.4731          83     1.25000 
          83     2.35000      COMB13         Min     -2.0222    -22.8785          83     2.35000 
          83     0.15000      COMB14         Max     13.3376     10.8905          83     0.15000 
          83     1.25000      COMB14         Max     14.5811      8.2991          83     1.25000 
          83     2.35000      COMB14         Max     15.8461    -17.9547          83     2.35000 
          83     0.15000      COMB14         Min    -13.0439      6.6634          83     0.15000 
          83     1.25000      COMB14         Min    -16.4454      7.4364          83     1.25000 
          83     2.35000      COMB14         Min    -19.8684    -20.4696          83     2.35000 
          83     0.15000         INV         Max     13.3376     15.2327          83     0.15000 
          83     1.25000         INV         Max     14.5811      9.2625          83     1.25000 
          83     2.35000         INV         Max     15.8461    -10.2110          83     2.35000 
          83     0.15000         INV         Min    -13.0439     -4.8840          83     0.15000 
          83     1.25000         INV         Min    -16.4454      5.5379          83     1.25000 
          83     2.35000         INV         Min    -19.8684    -22.8785          83     2.35000 
          84     0.15000          PP                 -0.2315     -5.6741          84     0.15000 
          84     1.25000          PP                  0.0083      4.6662          84     1.25000 
          84     2.35000          PP                  0.2481    -11.1642          84     2.35000 
          84     0.15000        PERM                 -1.0130     -8.2265          84     0.15000 
          84     1.25000        PERM                 -0.1955      0.5951          84     1.25000 
          84     2.35000        PERM                  0.6219      9.4167          84     2.35000 
          84     0.15000        NEVE                 -0.6931     -5.6287          84     0.15000 
          84     1.25000        NEVE                 -0.1338      0.4072          84     1.25000 
          84     2.35000        NEVE                  0.4255      6.4430          84     2.35000 
          84     0.15000      VENTOX                  0.1790      1.1919          84     0.15000 
          84     1.25000      VENTOX                  0.0438     -0.0026          84     1.25000 
          84     2.35000      VENTOX                 -0.0913     -1.1971          84     2.35000 
          84     0.15000      VENTOY                 11.2912      1.3524          84     0.15000 
          84     1.25000      VENTOY                 11.4820     -0.1500          84     1.25000 
          84     2.35000      VENTOY                 11.6728     -1.6523          84     2.35000 
          84     0.15000      SISMAX         Max      0.0120      3.2833          84     0.15000 
          84     1.25000      SISMAX         Max      0.0156      1.6532          84     1.25000 
          84     2.35000      SISMAX         Max      0.0192      6.5896          84     2.35000 
          84     0.15000      SISMAY         Max     18.2461      0.3535          84     0.15000 
          84     1.25000      SISMAY         Max     18.5900      0.2042          84     1.25000 
          84     2.35000      SISMAY         Max     18.9607      0.6738          84     2.35000 
          84     0.15000        TERM                 -0.1800     -1.4877          84     0.15000 
          84     1.25000        TERM                  0.0100      0.4839          84     1.25000 
          84     2.35000        TERM                  0.1999      2.4556          84     2.35000 
          84     0.15000       COMB1         Max     -1.4245    -15.3883          84     0.15000 
          84     1.25000       COMB1         Max     -0.1773      5.7453          84     1.25000 
          84     2.35000       COMB1         Max      1.0699      0.7081          84     2.35000 
          84     0.15000       COMB1         Min     -1.4245    -15.3883          84     0.15000 
          84     1.25000       COMB1         Min     -0.1773      5.7453          84     1.25000 
          84     2.35000       COMB1         Min      1.0699      0.7081          84     2.35000 
          84     0.15000       COMB2         Max     -2.1176    -21.0170          84     0.15000 
          84     1.25000       COMB2         Max     -0.3111      6.1525          84     1.25000 
          84     2.35000       COMB2         Max      1.4955      7.1511          84     2.35000 
          84     0.15000       COMB2         Min     -2.1176    -21.0170          84     0.15000 
          84     1.25000       COMB2         Min     -0.3111      6.1525          84     1.25000 
          84     2.35000       COMB2         Min      1.4955      7.1511          84     2.35000 
          84     0.15000       COMB3         Max     -1.2455    -14.1964          84     0.15000 
          84     1.25000       COMB3         Max     -0.1335      5.7427          84     1.25000 
          84     2.35000       COMB3         Max      0.9786     -0.4890          84     2.35000 
          84     0.15000       COMB3         Min     -1.2455    -14.1964          84     0.15000 
          84     1.25000       COMB3         Min     -0.1335      5.7427          84     1.25000 
          84     2.35000       COMB3         Min      0.9786     -0.4890          84     2.35000 
          84     0.15000       COMB4         Max      9.8667    -14.0359          84     0.15000 
          84     1.25000       COMB4         Max     11.3047      5.5953          84     1.25000 
          84     2.35000       COMB4         Max     12.7427     -0.9442          84     2.35000 
          84     0.15000       COMB4         Min      9.8667    -14.0359          84     0.15000 
          84     1.25000       COMB4         Min     11.3047      5.5953          84     1.25000 
          84     2.35000       COMB4         Min     12.7427     -0.9442          84     2.35000 
          84     0.15000       COMB5         Max     -1.9387    -19.8251          84     0.15000 
          84     1.25000       COMB5         Max     -0.2672      6.1498          84     1.25000 
          84     2.35000       COMB5         Max      1.4042      5.9540          84     2.35000 
          84     0.15000       COMB5         Min     -1.9387    -19.8251          84     0.15000 
          84     1.25000       COMB5         Min     -0.2672      6.1498          84     1.25000 
          84     2.35000       COMB5         Min      1.4042      5.9540          84     2.35000 
          84     0.15000       COMB6         Max      9.1736    -19.6646          84     0.15000 
          84     1.25000       COMB6         Max     11.1709      6.0025          84     1.25000 
          84     2.35000       COMB6         Max     13.1682      5.4988          84     2.35000 
          84     0.15000       COMB6         Min      9.1736    -19.6646          84     0.15000 
          84     1.25000       COMB6         Min     11.1709      6.0025          84     1.25000 
          84     2.35000       COMB6         Min     13.1682      5.4988          84     2.35000 
          84     0.15000       COMB7         Max     -1.0646    -12.4129          84     0.15000 
          84     1.25000       COMB7         Max     -0.1972      4.7774          84     1.25000 
          84     2.35000       COMB7         Max      0.6701     -4.2030          84     2.35000 
          84     0.15000       COMB7         Min     -1.0646    -12.4129          84     0.15000 
          84     1.25000       COMB7         Min     -0.1972      4.7774          84     1.25000 
          84     2.35000       COMB7         Min      0.6701     -4.2030          84     2.35000 
          84     0.15000       COMB8         Max     -1.7577    -18.0416          84     0.15000 
          84     1.25000       COMB8         Max     -0.3310      5.1846          84     1.25000 
          84     2.35000       COMB8         Max      1.0956      2.2400          84     2.35000 
          84     0.15000       COMB8         Min     -1.7577    -18.0416          84     0.15000 
          84     1.25000       COMB8         Min     -0.3310      5.1846          84     1.25000 
          84     2.35000       COMB8         Min      1.0956      2.2400          84     2.35000 
          84     0.15000       COMB9         Max     -0.8856    -11.2211          84     0.15000 
          84     1.25000       COMB9         Max     -0.1534      4.7748          84     1.25000 
          84     2.35000       COMB9         Max      0.5788     -5.4002          84     2.35000 
          84     0.15000       COMB9         Min     -0.8856    -11.2211          84     0.15000 
          84     1.25000       COMB9         Min     -0.1534      4.7748          84     1.25000 
          84     2.35000       COMB9         Min      0.5788     -5.4002          84     2.35000 
          84     0.15000      COMB10         Max     10.2266    -11.0606          84     0.15000 
          84     1.25000      COMB10         Max     11.2847      4.6274          84     1.25000 
          84     2.35000      COMB10         Max     12.3428     -5.8553          84     2.35000 
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          84     0.15000      COMB10         Min     10.2266    -11.0606          84     0.15000 
          84     1.25000      COMB10         Min     11.2847      4.6274          84     1.25000 
          84     2.35000      COMB10         Min     12.3428     -5.8553          84     2.35000 
          84     0.15000      COMB11         Max     -1.5787    -16.8497          84     0.15000 
          84     1.25000      COMB11         Max     -0.2872      5.1819          84     1.25000 
          84     2.35000      COMB11         Max      1.0043      1.0428          84     2.35000 
          84     0.15000      COMB11         Min     -1.5787    -16.8497          84     0.15000 
          84     1.25000      COMB11         Min     -0.2872      5.1819          84     1.25000 
          84     2.35000      COMB11         Min      1.0043      1.0428          84     2.35000 
          84     0.15000      COMB12         Max      9.5335    -16.6892          84     0.15000 
          84     1.25000      COMB12         Max     11.1509      5.0346          84     1.25000 
          84     2.35000      COMB12         Max     12.7684      0.5877          84     2.35000 
          84     0.15000      COMB12         Min      9.5335    -16.6892          84     0.15000 
          84     1.25000      COMB12         Min     11.1509      5.0346          84     1.25000 
          84     2.35000      COMB12         Min     12.7684      0.5877          84     2.35000 
          84     0.15000      COMB13         Max     -1.9256    -16.2460          84     0.15000 
          84     1.25000      COMB13         Max     -0.3055      7.3217          84     1.25000 
          84     2.35000      COMB13         Max      1.3147     11.2852          84     2.35000 
          84     0.15000      COMB13         Min     -1.9497    -22.8126          84     0.15000 
          84     1.25000      COMB13         Min     -0.3366      4.0153          84     1.25000 
          84     2.35000      COMB13         Min      1.2764     -1.8941          84     2.35000 
          84     0.15000      COMB14         Max     16.3084    -19.1758          84     0.15000 
          84     1.25000      COMB14         Max     18.2689      5.8728          84     1.25000 
          84     2.35000      COMB14         Max     20.2562      5.3693          84     2.35000 
          84     0.15000      COMB14         Min    -20.1838    -19.8828          84     0.15000 
          84     1.25000      COMB14         Min    -18.9110      5.4643          84     1.25000 
          84     2.35000      COMB14         Min    -17.6652      4.0218          84     2.35000 
          84     0.15000         INV         Max     16.3084    -11.0606          84     0.15000 
          84     1.25000         INV         Max     18.2689      7.3217          84     1.25000 
          84     2.35000         INV         Max     20.2562     11.2852          84     2.35000 
          84     0.15000         INV         Min    -20.1838    -22.8126          84     0.15000 
          84     1.25000         INV         Min    -18.9110      4.0153          84     1.25000 
          84     2.35000         INV         Min    -17.6652     -5.8553          84     2.35000 
          85     0.15000          PP                  0.2498    -11.1273          85     0.15000 
          85     1.25000          PP                  0.0225      4.8457          85     1.25000 
          85     2.35000          PP                 -0.2047     -5.3521          85     2.35000 
          85     0.15000        PERM                  0.6427      9.3350          85     0.15000 
          85     1.25000        PERM                 -0.0234      0.3159          85     1.25000 
          85     2.35000        PERM                 -0.6895     -8.7033          85     2.35000 
          85     0.15000        NEVE                  0.4397      6.3871          85     0.15000 
          85     1.25000        NEVE                 -0.0160      0.2161          85     1.25000 
          85     2.35000        NEVE                 -0.4718     -5.9549          85     2.35000 
          85     0.15000      VENTOX                 -0.0961     -1.9546          85     0.15000 
          85     1.25000      VENTOX                  0.0034     -0.1427          85     1.25000 
          85     2.35000      VENTOX                  0.1030      1.6693          85     2.35000 
          85     0.15000      VENTOY                 11.7127     -0.9155          85     0.15000 
          85     1.25000      VENTOY                 12.4037      0.0774          85     1.25000 
          85     2.35000      VENTOY                 13.0946      1.0704          85     2.35000 
          85     0.15000      SISMAX         Max      0.0173      6.4637          85     0.15000 
          85     1.25000      SISMAX         Max      0.0019      1.4888          85     1.25000 
          85     2.35000      SISMAX         Max      0.0192      3.4861          85     2.35000 
          85     0.15000      SISMAY         Max     18.9473      2.0378          85     0.15000 
          85     1.25000      SISMAY         Max     19.6008      0.4219          85     1.25000 
          85     2.35000      SISMAY         Max     20.2802      1.1999          85     2.35000 
          85     0.15000        TERM                  0.2011     -1.5680          85     0.15000 
          85     1.25000        TERM                  0.0202     -0.5743          85     1.25000 
          85     2.35000        TERM                 -0.1608      0.4194          85     2.35000 
          85     0.15000       COMB1         Max      1.0936     -3.3603          85     0.15000 
          85     1.25000       COMB1         Max      0.0193      4.5873          85     1.25000 
          85     2.35000       COMB1         Max     -1.0550    -13.6359          85     2.35000 
          85     0.15000       COMB1         Min      1.0936     -3.3603          85     0.15000 
          85     1.25000       COMB1         Min      0.0193      4.5873          85     1.25000 
          85     2.35000       COMB1         Min     -1.0550    -13.6359          85     2.35000 
          85     0.15000       COMB2         Max      1.5334      3.0268          85     0.15000 
          85     1.25000       COMB2         Max      0.0033      4.8034          85     1.25000 
          85     2.35000       COMB2         Max     -1.5268    -19.5908          85     2.35000 
          85     0.15000       COMB2         Min      1.5334      3.0268          85     0.15000 
          85     1.25000       COMB2         Min      0.0033      4.8034          85     1.25000 
          85     2.35000       COMB2         Min     -1.5268    -19.5908          85     2.35000 
          85     0.15000       COMB3         Max      0.9975     -5.3149          85     0.15000 
          85     1.25000       COMB3         Max      0.0227      4.4446          85     1.25000 
          85     2.35000       COMB3         Max     -0.9520    -11.9667          85     2.35000 
          85     0.15000       COMB3         Min      0.9975     -5.3149          85     0.15000 
          85     1.25000       COMB3         Min      0.0227      4.4446          85     1.25000 
          85     2.35000       COMB3         Min     -0.9520    -11.9667          85     2.35000 
          85     0.15000       COMB4         Max     12.8063     -4.2758          85     0.15000 
          85     1.25000       COMB4         Max     12.4229      4.6647          85     1.25000 
          85     2.35000       COMB4         Max     12.0396    -12.5656          85     2.35000 
          85     0.15000       COMB4         Min     12.8063     -4.2758          85     0.15000 
          85     1.25000       COMB4         Min     12.4229      4.6647          85     1.25000 
          85     2.35000       COMB4         Min     12.0396    -12.5656          85     2.35000 
          85     0.15000       COMB5         Max      1.4372      1.0721          85     0.15000 
          85     1.25000       COMB5         Max      0.0067      4.6607          85     1.25000 
          85     2.35000       COMB5         Max     -1.4238    -17.9215          85     2.35000 
          85     0.15000       COMB5         Min      1.4372      1.0721          85     0.15000 
          85     1.25000       COMB5         Min      0.0067      4.6607          85     1.25000 
          85     2.35000       COMB5         Min     -1.4238    -17.9215          85     2.35000 
          85     0.15000       COMB6         Max     13.2461      2.1113          85     0.15000 
          85     1.25000       COMB6         Max     12.4069      4.8808          85     1.25000 
          85     2.35000       COMB6         Max     11.5678    -18.5205          85     2.35000 
          85     0.15000       COMB6         Min     13.2461      2.1113          85     0.15000 
          85     1.25000       COMB6         Min     12.4069      4.8808          85     1.25000 
          85     2.35000       COMB6         Min     11.5678    -18.5205          85     2.35000 
          85     0.15000       COMB7         Max      0.6913     -0.2243          85     0.15000 
          85     1.25000       COMB7         Max     -0.0211      5.7359          85     1.25000 
          85     2.35000       COMB7         Max     -0.7335    -14.4747          85     2.35000 
          85     0.15000       COMB7         Min      0.6913     -0.2243          85     0.15000 
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          85     1.25000       COMB7         Min     -0.0211      5.7359          85     1.25000 
          85     2.35000       COMB7         Min     -0.7335    -14.4747          85     2.35000 
          85     0.15000       COMB8         Max      1.1311      6.1628          85     0.15000 
          85     1.25000       COMB8         Max     -0.0371      5.9520          85     1.25000 
          85     2.35000       COMB8         Max     -1.2053    -20.4296          85     2.35000 
          85     0.15000       COMB8         Min      1.1311      6.1628          85     0.15000 
          85     1.25000       COMB8         Min     -0.0371      5.9520          85     1.25000 
          85     2.35000       COMB8         Min     -1.2053    -20.4296          85     2.35000 
          85     0.15000       COMB9         Max      0.5952     -2.1789          85     0.15000 
          85     1.25000       COMB9         Max     -0.0176      5.5932          85     1.25000 
          85     2.35000       COMB9         Max     -0.6305    -12.8055          85     2.35000 
          85     0.15000       COMB9         Min      0.5952     -2.1789          85     0.15000 
          85     1.25000       COMB9         Min     -0.0176      5.5932          85     1.25000 
          85     2.35000       COMB9         Min     -0.6305    -12.8055          85     2.35000 
          85     0.15000      COMB10         Max     12.4040     -1.1398          85     0.15000 
          85     1.25000      COMB10         Max     12.3826      5.8133          85     1.25000 
          85     2.35000      COMB10         Max     12.3611    -13.4044          85     2.35000 
          85     0.15000      COMB10         Min     12.4040     -1.1398          85     0.15000 
          85     1.25000      COMB10         Min     12.3826      5.8133          85     1.25000 
          85     2.35000      COMB10         Min     12.3611    -13.4044          85     2.35000 
          85     0.15000      COMB11         Max      1.0350      4.2081          85     0.15000 
          85     1.25000      COMB11         Max     -0.0337      5.8093          85     1.25000 
          85     2.35000      COMB11         Max     -1.1023    -18.7603          85     2.35000 
          85     0.15000      COMB11         Min      1.0350      4.2081          85     0.15000 
          85     1.25000      COMB11         Min     -0.0337      5.8093          85     1.25000 
          85     2.35000      COMB11         Min     -1.1023    -18.7603          85     2.35000 
          85     0.15000      COMB12         Max     12.8438      5.2473          85     0.15000 
          85     1.25000      COMB12         Max     12.3665      6.0294          85     1.25000 
          85     2.35000      COMB12         Max     11.8893    -19.3593          85     2.35000 
          85     0.15000      COMB12         Min     12.8438      5.2473          85     0.15000 
          85     1.25000      COMB12         Min     12.3665      6.0294          85     1.25000 
          85     2.35000      COMB12         Min     11.8893    -19.3593          85     2.35000 
          85     0.15000      COMB13         Max      1.3495     11.0585          85     0.15000 
          85     1.25000      COMB13         Max     -0.0150      6.8665          85     1.25000 
          85     2.35000      COMB13         Max     -1.3469    -16.5241          85     2.35000 
          85     0.15000      COMB13         Min      1.3149     -1.8689          85     0.15000 
          85     1.25000      COMB13         Min     -0.0188      3.8888          85     1.25000 
          85     2.35000      COMB13         Min     -1.3852    -23.4963          85     2.35000 
          85     0.15000      COMB14         Max     20.2795      6.6326          85     0.15000 
          85     1.25000      COMB14         Max     19.5839      5.7995          85     1.25000 
          85     2.35000      COMB14         Max     18.9142    -18.8103          85     2.35000 
          85     0.15000      COMB14         Min    -17.6151      2.5569          85     0.15000 
          85     1.25000      COMB14         Min    -19.6177      4.9558          85     1.25000 
          85     2.35000      COMB14         Min    -21.6463    -21.2101          85     2.35000 
          85     0.15000         INV         Max     20.2795     11.0585          85     0.15000 
          85     1.25000         INV         Max     19.5839      6.8665          85     1.25000 
          85     2.35000         INV         Max     18.9142    -11.9667          85     2.35000 
          85     0.15000         INV         Min    -17.6151     -5.3149          85     0.15000 
          85     1.25000         INV         Min    -19.6177      3.8888          85     1.25000 
          85     2.35000         INV         Min    -21.6463    -23.4963          85     2.35000 
          86     0.15000          PP                 -0.2045     -5.3259          86     0.15000 
          86     1.25000          PP                  0.0241      5.0158          86     1.25000 
          86     2.35000          PP                  0.2528    -10.8133          86     2.35000 
          86     0.15000        PERM                 -0.6864     -8.7208          86     0.15000 
          86     1.25000        PERM                  0.0028      0.3428          86     1.25000 
          86     2.35000        PERM                  0.6920      9.4064          86     2.35000 
          86     0.15000        NEVE                 -0.4696     -5.9668          86     0.15000 
          86     1.25000        NEVE                  0.0019      0.2346          86     1.25000 
          86     2.35000        NEVE                  0.4735      6.4360          86     2.35000 
          86     0.15000      VENTOX                  0.0990      1.2612          86     0.15000 
          86     1.25000      VENTOX                 -0.0297      0.0294          86     1.25000 
          86     2.35000      VENTOX                 -0.1584     -1.2025          86     2.35000 
          86     0.15000      VENTOY                 13.1022      1.4574          86     0.15000 
          86     1.25000      VENTOY                 12.3516     -0.1084          86     1.25000 
          86     2.35000      VENTOY                 11.6010     -1.6741          86     2.35000 
          86     0.15000      SISMAX         Max      0.0240      3.4639          86     0.15000 
          86     1.25000      SISMAX         Max      0.0420      1.5300          86     1.25000 
          86     2.35000      SISMAX         Max      0.0600      6.5238          86     2.35000 
          86     0.15000      SISMAY         Max     20.2427      0.3939          86     0.15000 
          86     1.25000      SISMAY         Max     19.0352      0.2229          86     1.25000 
          86     2.35000      SISMAY         Max     17.8751      0.7733          86     2.35000 
          86     0.15000        TERM                 -0.1612     -0.4780          86     0.15000 
          86     1.25000        TERM                  0.0163     -0.2265          86     1.25000 
          86     2.35000        TERM                  0.1938      0.0250          86     2.35000 
          86     0.15000       COMB1         Max     -1.0521    -14.5246          86     0.15000 
          86     1.25000       COMB1         Max      0.0432      5.1322          86     1.25000 
          86     2.35000       COMB1         Max      1.1386     -1.3818          86     2.35000 
          86     0.15000       COMB1         Min     -1.0521    -14.5246          86     0.15000 
          86     1.25000       COMB1         Min      0.0432      5.1322          86     1.25000 
          86     2.35000       COMB1         Min      1.1386     -1.3818          86     2.35000 
          86     0.15000       COMB2         Max     -1.5218    -20.4914          86     0.15000 
          86     1.25000       COMB2         Max      0.0452      5.3668          86     1.25000 
          86     2.35000       COMB2         Max      1.6121      5.0541          86     2.35000 
          86     0.15000       COMB2         Min     -1.5218    -20.4914          86     0.15000 
          86     1.25000       COMB2         Min      0.0452      5.3668          86     1.25000 
          86     2.35000       COMB2         Min      1.6121      5.0541          86     2.35000 
          86     0.15000       COMB3         Max     -0.9531    -13.2634          86     0.15000 
          86     1.25000       COMB3         Max      0.0135      5.1615          86     1.25000 
          86     2.35000       COMB3         Max      0.9802     -2.5843          86     2.35000 
          86     0.15000       COMB3         Min     -0.9531    -13.2634          86     0.15000 
          86     1.25000       COMB3         Min      0.0135      5.1615          86     1.25000 
          86     2.35000       COMB3         Min      0.9802     -2.5843          86     2.35000 
          86     0.15000       COMB4         Max     12.0501    -13.0672          86     0.15000 
          86     1.25000       COMB4         Max     12.3949      5.0238          86     1.25000 
          86     2.35000       COMB4         Max     12.7396     -3.0560          86     2.35000 
          86     0.15000       COMB4         Min     12.0501    -13.0672          86     0.15000 
          86     1.25000       COMB4         Min     12.3949      5.0238          86     1.25000 
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          86     2.35000       COMB4         Min     12.7396     -3.0560          86     2.35000 
          86     0.15000       COMB5         Max     -1.4227    -19.2302          86     0.15000 
          86     1.25000       COMB5         Max      0.0155      5.3961          86     1.25000 
          86     2.35000       COMB5         Max      1.4537      3.8516          86     2.35000 
          86     0.15000       COMB5         Min     -1.4227    -19.2302          86     0.15000 
          86     1.25000       COMB5         Min      0.0155      5.3961          86     1.25000 
          86     2.35000       COMB5         Min      1.4537      3.8516          86     2.35000 
          86     0.15000       COMB6         Max     11.5804    -19.0340          86     0.15000 
          86     1.25000       COMB6         Max     12.3968      5.2584          86     1.25000 
          86     2.35000       COMB6         Max     13.2131      3.3800          86     2.35000 
          86     0.15000       COMB6         Min     11.5804    -19.0340          86     0.15000 
          86     1.25000       COMB6         Min     12.3968      5.2584          86     1.25000 
          86     2.35000       COMB6         Min     13.2131      3.3800          86     2.35000 
          86     0.15000       COMB7         Max     -0.7297    -13.5687          86     0.15000 
          86     1.25000       COMB7         Max      0.0107      5.5851          86     1.25000 
          86     2.35000       COMB7         Max      0.7510     -1.4319          86     2.35000 
          86     0.15000       COMB7         Min     -0.7297    -13.5687          86     0.15000 
          86     1.25000       COMB7         Min      0.0107      5.5851          86     1.25000 
          86     2.35000       COMB7         Min      0.7510     -1.4319          86     2.35000 
          86     0.15000       COMB8         Max     -1.1993    -19.5355          86     0.15000 
          86     1.25000       COMB8         Max      0.0126      5.8197          86     1.25000 
          86     2.35000       COMB8         Max      1.2245      5.0041          86     2.35000 
          86     0.15000       COMB8         Min     -1.1993    -19.5355          86     0.15000 
          86     1.25000       COMB8         Min      0.0126      5.8197          86     1.25000 
          86     2.35000       COMB8         Min      1.2245      5.0041          86     2.35000 
          86     0.15000       COMB9         Max     -0.6307    -12.3074          86     0.15000 
          86     1.25000       COMB9         Max     -0.0190      5.6145          86     1.25000 
          86     2.35000       COMB9         Max      0.5926     -2.6344          86     2.35000 
          86     0.15000       COMB9         Min     -0.6307    -12.3074          86     0.15000 
          86     1.25000       COMB9         Min     -0.0190      5.6145          86     1.25000 
          86     2.35000       COMB9         Min      0.5926     -2.6344          86     2.35000 
          86     0.15000      COMB10         Max     12.3725    -12.1113          86     0.15000 
          86     1.25000      COMB10         Max     12.3623      5.4767          86     1.25000 
          86     2.35000      COMB10         Max     12.3520     -3.1060          86     2.35000 
          86     0.15000      COMB10         Min     12.3725    -12.1113          86     0.15000 
          86     1.25000      COMB10         Min     12.3623      5.4767          86     1.25000 
          86     2.35000      COMB10         Min     12.3520     -3.1060          86     2.35000 
          86     0.15000      COMB11         Max     -1.1003    -18.2743          86     0.15000 
          86     1.25000      COMB11         Max     -0.0171      5.8490          86     1.25000 
          86     2.35000      COMB11         Max      1.0661      3.8016          86     2.35000 
          86     0.15000      COMB11         Min     -1.1003    -18.2743          86     0.15000 
          86     1.25000      COMB11         Min     -0.0171      5.8490          86     1.25000 
          86     2.35000      COMB11         Min      1.0661      3.8016          86     2.35000 
          86     0.15000      COMB12         Max     11.9029    -18.0781          86     0.15000 
          86     1.25000      COMB12         Max     12.3642      5.7113          86     1.25000 
          86     2.35000      COMB12         Max     12.8255      3.3300          86     2.35000 
          86     0.15000      COMB12         Min     11.9029    -18.0781          86     0.15000 
          86     1.25000      COMB12         Min     12.3642      5.7113          86     1.25000 
          86     2.35000      COMB12         Min     12.8255      3.3300          86     2.35000 
          86     0.15000      COMB13         Max     -1.3365    -16.5495          86     0.15000 
          86     1.25000      COMB13         Max      0.0709      7.1232          86     1.25000 
          86     2.35000      COMB13         Max      1.4784     11.5529          86     2.35000 
          86     0.15000      COMB13         Min     -1.3846    -23.4774          86     0.15000 
          86     1.25000      COMB13         Min     -0.0131      4.0633          86     1.25000 
          86     2.35000      COMB13         Min      1.3583     -1.4947          86     2.35000 
          86     0.15000      COMB14         Max     18.8822    -19.6196          86     0.15000 
          86     1.25000      COMB14         Max     19.0641      5.8161          86     1.25000 
          86     2.35000      COMB14         Max     19.2934      5.8025          86     2.35000 
          86     0.15000      COMB14         Min    -21.6033    -20.4073          86     0.15000 
          86     1.25000      COMB14         Min    -19.0064      5.3703          86     1.25000 
          86     2.35000      COMB14         Min    -16.4568      4.2558          86     2.35000 
          86     0.15000         INV         Max     18.8822    -12.1113          86     0.15000 
          86     1.25000         INV         Max     19.0641      7.1232          86     1.25000 
          86     2.35000         INV         Max     19.2934     11.5529          86     2.35000 
          86     0.15000         INV         Min    -21.6033    -23.4774          86     0.15000 
          86     1.25000         INV         Min    -19.0064      4.0633          86     1.25000 
          86     2.35000         INV         Min    -16.4568     -3.1060          86     2.35000 
          87     0.15000          PP                  0.2464    -10.8110          87     0.15000 
          87     1.25000          PP                 -0.0300      4.9378          87     1.25000 
          87     2.35000          PP                 -0.3065     -5.4842          87     2.35000 
          87     0.15000        PERM                  0.6707      9.3937          87     0.15000 
          87     1.25000        PERM                 -0.1757      0.4272          87     1.25000 
          87     2.35000        PERM                 -1.0221     -8.5393          87     2.35000 
          87     0.15000        NEVE                  0.4589      6.4273          87     0.15000 
          87     1.25000        NEVE                 -0.1202      0.2923          87     1.25000 
          87     2.35000        NEVE                 -0.6994     -5.8427          87     2.35000 
          87     0.15000      VENTOX                 -0.1648     -1.9708          87     0.15000 
          87     1.25000      VENTOX                 -0.0824     -0.1575          87     1.25000 
          87     2.35000      VENTOX              -2.380E-05      1.6559          87     2.35000 
          87     0.15000      VENTOY                 11.5217     -0.9428          87     0.15000 
          87     1.25000      VENTOY                 11.0363      0.0751          87     1.25000 
          87     2.35000      VENTOY                 10.5508      1.0931          87     2.35000 
          87     0.15000      SISMAX         Max      0.0742      6.5264          87     0.15000 
          87     1.25000      SISMAX         Max      0.1595      1.5915          87     1.25000 
          87     2.35000      SISMAX         Max      0.2448      3.3434          87     2.35000 
          87     0.15000      SISMAY         Max     17.6446      1.9608          87     0.15000 
          87     1.25000      SISMAY         Max     16.6556      0.4470          87     1.25000 
          87     2.35000      SISMAY         Max     15.7168      1.0682          87     2.35000 
          87     0.15000        TERM                  0.1853      0.6920          87     0.15000 
          87     1.25000        TERM                 -0.0552      0.0063          87     1.25000 
          87     2.35000        TERM                 -0.2958     -0.6793          87     2.35000 
          87     0.15000       COMB1         Max      1.1024     -0.7253          87     0.15000 
          87     1.25000       COMB1         Max     -0.2610      5.3713          87     1.25000 
          87     2.35000       COMB1         Max     -1.6244    -14.7028          87     2.35000 
          87     0.15000       COMB1         Min      1.1024     -0.7253          87     0.15000 
          87     1.25000       COMB1         Min     -0.2610      5.3713          87     1.25000 
          87     2.35000       COMB1         Min     -1.6244    -14.7028          87     2.35000 
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          87     0.15000       COMB2         Max      1.5613      5.7020          87     0.15000 
          87     1.25000       COMB2         Max     -0.3812      5.6636          87     1.25000 
          87     2.35000       COMB2         Max     -2.3237    -20.5455          87     2.35000 
          87     0.15000       COMB2         Min      1.5613      5.7020          87     0.15000 
          87     1.25000       COMB2         Min     -0.3812      5.6636          87     1.25000 
          87     2.35000       COMB2         Min     -2.3237    -20.5455          87     2.35000 
          87     0.15000       COMB3         Max      0.9376     -2.6961          87     0.15000 
          87     1.25000       COMB3         Max     -0.3434      5.2139          87     1.25000 
          87     2.35000       COMB3         Max     -1.6244    -13.0469          87     2.35000 
          87     0.15000       COMB3         Min      0.9376     -2.6961          87     0.15000 
          87     1.25000       COMB3         Min     -0.3434      5.2139          87     1.25000 
          87     2.35000       COMB3         Min     -1.6244    -13.0469          87     2.35000 
          87     0.15000       COMB4         Max     12.6241     -1.6681          87     0.15000 
          87     1.25000       COMB4         Max     10.7753      5.4465          87     1.25000 
          87     2.35000       COMB4         Max      8.9265    -13.6098          87     2.35000 
          87     0.15000       COMB4         Min     12.6241     -1.6681          87     0.15000 
          87     1.25000       COMB4         Min     10.7753      5.4465          87     1.25000 
          87     2.35000       COMB4         Min      8.9265    -13.6098          87     2.35000 
          87     0.15000       COMB5         Max      1.3965      3.7312          87     0.15000 
          87     1.25000       COMB5         Max     -0.4636      5.5062          87     1.25000 
          87     2.35000       COMB5         Max     -2.3237    -18.8896          87     2.35000 
          87     0.15000       COMB5         Min      1.3965      3.7312          87     0.15000 
          87     1.25000       COMB5         Min     -0.4636      5.5062          87     1.25000 
          87     2.35000       COMB5         Min     -2.3237    -18.8896          87     2.35000 
          87     0.15000       COMB6         Max     13.0830      4.7592          87     0.15000 
          87     1.25000       COMB6         Max     10.6550      5.7388          87     1.25000 
          87     2.35000       COMB6         Max      8.2271    -19.4525          87     2.35000 
          87     0.15000       COMB6         Min     13.0830      4.7592          87     0.15000 
          87     1.25000       COMB6         Min     10.6550      5.7388          87     1.25000 
          87     2.35000       COMB6         Min      8.2271    -19.4525          87     2.35000 
          87     0.15000       COMB7         Max      0.7317     -2.1093          87     0.15000 
          87     1.25000       COMB7         Max     -0.1505      5.3587          87     1.25000 
          87     2.35000       COMB7         Max     -1.0328    -13.3442          87     2.35000 
          87     0.15000       COMB7         Min      0.7317     -2.1093          87     0.15000 
          87     1.25000       COMB7         Min     -0.1505      5.3587          87     1.25000 
          87     2.35000       COMB7         Min     -1.0328    -13.3442          87     2.35000 
          87     0.15000       COMB8         Max      1.1906      4.3180          87     0.15000 
          87     1.25000       COMB8         Max     -0.2708      5.6509          87     1.25000 
          87     2.35000       COMB8         Max     -1.7322    -19.1869          87     2.35000 
          87     0.15000       COMB8         Min      1.1906      4.3180          87     0.15000 
          87     1.25000       COMB8         Min     -0.2708      5.6509          87     1.25000 
          87     2.35000       COMB8         Min     -1.7322    -19.1869          87     2.35000 
          87     0.15000       COMB9         Max      0.5669     -4.0801          87     0.15000 
          87     1.25000       COMB9         Max     -0.2329      5.2012          87     1.25000 
          87     2.35000       COMB9         Max     -1.0328    -11.6883          87     2.35000 
          87     0.15000       COMB9         Min      0.5669     -4.0801          87     0.15000 
          87     1.25000       COMB9         Min     -0.2329      5.2012          87     1.25000 
          87     2.35000       COMB9         Min     -1.0328    -11.6883          87     2.35000 
          87     0.15000      COMB10         Max     12.2534     -3.0521          87     0.15000 
          87     1.25000      COMB10         Max     10.8857      5.4338          87     1.25000 
          87     2.35000      COMB10         Max      9.5180    -12.2511          87     2.35000 
          87     0.15000      COMB10         Min     12.2534     -3.0521          87     0.15000 
          87     1.25000      COMB10         Min     10.8857      5.4338          87     1.25000 
          87     2.35000      COMB10         Min      9.5180    -12.2511          87     2.35000 
          87     0.15000      COMB11         Max      1.0258      2.3472          87     0.15000 
          87     1.25000      COMB11         Max     -0.3532      5.4935          87     1.25000 
          87     2.35000      COMB11         Max     -1.7322    -17.5310          87     2.35000 
          87     0.15000      COMB11         Min      1.0258      2.3472          87     0.15000 
          87     1.25000      COMB11         Min     -0.3532      5.4935          87     1.25000 
          87     2.35000      COMB11         Min     -1.7322    -17.5310          87     2.35000 
          87     0.15000      COMB12         Max     12.7123      3.3752          87     0.15000 
          87     1.25000      COMB12         Max     10.7655      5.7261          87     1.25000 
          87     2.35000      COMB12         Max      8.8187    -18.0938          87     2.35000 
          87     0.15000      COMB12         Min     12.7123      3.3752          87     0.15000 
          87     1.25000      COMB12         Min     10.7655      5.7261          87     1.25000 
          87     2.35000      COMB12         Min      8.8187    -18.0938          87     2.35000 
          87     0.15000      COMB13         Max      1.4501     11.5364          87     0.15000 
          87     1.25000      COMB13         Max     -0.1665      7.2488          87     1.25000 
          87     2.35000      COMB13         Max     -1.7831    -16.5228          87     2.35000 
          87     0.15000      COMB13         Min      1.3017     -1.5164          87     0.15000 
          87     1.25000      COMB13         Min     -0.4855      4.0658          87     1.25000 
          87     2.35000      COMB13         Min     -2.2728    -23.2096          87     2.35000 
          87     0.15000      COMB14         Max     19.0205      6.9708          87     0.15000 
          87     1.25000      COMB14         Max     16.3296      6.1043          87     1.25000 
          87     2.35000      COMB14         Max     13.6889    -18.7981          87     2.35000 
          87     0.15000      COMB14         Min    -16.2687      3.0492          87     0.15000 
          87     1.25000      COMB14         Min    -16.9816      5.2103          87     1.25000 
          87     2.35000      COMB14         Min    -17.7448    -20.9344          87     2.35000 
          87     0.15000         INV         Max     19.0205     11.5364          87     0.15000 
          87     1.25000         INV         Max     16.3296      7.2488          87     1.25000 
          87     2.35000         INV         Max     13.6889    -11.6883          87     2.35000 
          87     0.15000         INV         Min    -16.2687     -4.0801          87     0.15000 
          87     1.25000         INV         Min    -16.9816      4.0658          87     1.25000 
          87     2.35000         INV         Min    -17.7448    -23.2096          87     2.35000 
          88     0.15000          PP                 -0.3201     -5.5005          88     0.15000 
          88     1.25000          PP                 -0.1440      4.7539          88     1.25000 
          88     2.35000          PP                  0.0322    -11.1624          88     2.35000 
          88     0.15000        PERM                 -1.0710     -8.4991          88     0.15000 
          88     1.25000        PERM                 -0.5822      0.7932          88     1.25000 
          88     2.35000        PERM                 -0.0935     10.0855          88     2.35000 
          88     0.15000        NEVE                 -0.7328     -5.8152          88     0.15000 
          88     1.25000        NEVE                 -0.3984      0.5427          88     1.25000 
          88     2.35000        NEVE                 -0.0640      6.9006          88     2.35000 
          88     0.15000      VENTOX                 -0.0083      1.2418          88     0.15000 
          88     1.25000      VENTOX                 -0.1508     -0.0075          88     1.25000 
          88     2.35000      VENTOX                 -0.2933     -1.2568          88     2.35000 
          88     0.15000      VENTOY                 10.2406      1.4726          88     0.15000 
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          88     1.25000      VENTOY                  8.2478     -0.1718          88     1.25000 
          88     2.35000      VENTOY                  6.2550     -1.8163          88     2.35000 
          88     0.15000      SISMAX         Max      0.2682      3.6319          88     0.15000 
          88     1.25000      SISMAX         Max      0.3535      1.2314          88     1.25000 
          88     2.35000      SISMAX         Max      0.4388      6.0947          88     2.35000 
          88     0.15000      SISMAY         Max     15.2725      0.4257          88     0.15000 
          88     1.25000      SISMAY         Max     12.6800      0.2106          88     1.25000 
          88     2.35000      SISMAY         Max     10.2877      0.8413          88     2.35000 
          88     0.15000        TERM                 -0.3124      0.9428          88     0.15000 
          88     1.25000        TERM                 -0.1936     -0.4614          88     1.25000 
          88     2.35000        TERM                 -0.0748     -1.8656          88     2.35000 
          88     0.15000       COMB1         Max     -1.7035    -13.0569          88     0.15000 
          88     1.25000       COMB1         Max     -0.9198      5.0857          88     1.25000 
          88     2.35000       COMB1         Max     -0.1361     -2.9425          88     2.35000 
          88     0.15000       COMB1         Min     -1.7035    -13.0569          88     0.15000 
          88     1.25000       COMB1         Min     -0.9198      5.0857          88     1.25000 
          88     2.35000       COMB1         Min     -0.1361     -2.9425          88     2.35000 
          88     0.15000       COMB2         Max     -2.4363    -18.8720          88     0.15000 
          88     1.25000       COMB2         Max     -1.3182      5.6284          88     1.25000 
          88     2.35000       COMB2         Max     -0.2001      3.9581          88     2.35000 
          88     0.15000       COMB2         Min     -2.4363    -18.8720          88     0.15000 
          88     1.25000       COMB2         Min     -1.3182      5.6284          88     1.25000 
          88     2.35000       COMB2         Min     -0.2001      3.9581          88     2.35000 
          88     0.15000       COMB3         Max     -1.7118    -11.8151          88     0.15000 
          88     1.25000       COMB3         Max     -1.0706      5.0782          88     1.25000 
          88     2.35000       COMB3         Max     -0.4294     -4.1993          88     2.35000 
          88     0.15000       COMB3         Min     -1.7118    -11.8151          88     0.15000 
          88     1.25000       COMB3         Min     -1.0706      5.0782          88     1.25000 
          88     2.35000       COMB3         Min     -0.4294     -4.1993          88     2.35000 
          88     0.15000       COMB4         Max      8.5371    -11.5843          88     0.15000 
          88     1.25000       COMB4         Max      7.3280      4.9138          88     1.25000 
          88     2.35000       COMB4         Max      6.1189     -4.7588          88     2.35000 
          88     0.15000       COMB4         Min      8.5371    -11.5843          88     0.15000 
          88     1.25000       COMB4         Min      7.3280      4.9138          88     1.25000 
          88     2.35000       COMB4         Min      6.1189     -4.7588          88     2.35000 
          88     0.15000       COMB5         Max     -2.4446    -17.6303          88     0.15000 
          88     1.25000       COMB5         Max     -1.4689      5.6209          88     1.25000 
          88     2.35000       COMB5         Max     -0.4933      2.7013          88     2.35000 
          88     0.15000       COMB5         Min     -2.4446    -17.6303          88     0.15000 
          88     1.25000       COMB5         Min     -1.4689      5.6209          88     1.25000 
          88     2.35000       COMB5         Min     -0.4933      2.7013          88     2.35000 
          88     0.15000       COMB6         Max      7.8044    -17.3995          88     0.15000 
          88     1.25000       COMB6         Max      6.9296      5.4566          88     1.25000 
          88     2.35000       COMB6         Max      6.0549      2.1418          88     2.35000 
          88     0.15000       COMB6         Min      7.8044    -17.3995          88     0.15000 
          88     1.25000       COMB6         Min      6.9296      5.4566          88     1.25000 
          88     2.35000       COMB6         Min      6.0549      2.1418          88     2.35000 
          88     0.15000       COMB7         Max     -1.0787    -14.9424          88     0.15000 
          88     1.25000       COMB7         Max     -0.5326      6.0086          88     1.25000 
          88     2.35000       COMB7         Max      0.0134      0.7887          88     2.35000 
          88     0.15000       COMB7         Min     -1.0787    -14.9424          88     0.15000 
          88     1.25000       COMB7         Min     -0.5326      6.0086          88     1.25000 
          88     2.35000       COMB7         Min      0.0134      0.7887          88     2.35000 
          88     0.15000       COMB8         Max     -1.8115    -20.7575          88     0.15000 
          88     1.25000       COMB8         Max     -0.9310      6.5513          88     1.25000 
          88     2.35000       COMB8         Max     -0.0505      7.6893          88     2.35000 
          88     0.15000       COMB8         Min     -1.8115    -20.7575          88     0.15000 
          88     1.25000       COMB8         Min     -0.9310      6.5513          88     1.25000 
          88     2.35000       COMB8         Min     -0.0505      7.6893          88     2.35000 
          88     0.15000       COMB9         Max     -1.0870    -13.7006          88     0.15000 
          88     1.25000       COMB9         Max     -0.6834      6.0011          88     1.25000 
          88     2.35000       COMB9         Max     -0.2798     -0.4681          88     2.35000 
          88     0.15000       COMB9         Min     -1.0870    -13.7006          88     0.15000 
          88     1.25000       COMB9         Min     -0.6834      6.0011          88     1.25000 
          88     2.35000       COMB9         Min     -0.2798     -0.4681          88     2.35000 
          88     0.15000      COMB10         Max      9.1619    -13.4698          88     0.15000 
          88     1.25000      COMB10         Max      7.7152      5.8367          88     1.25000 
          88     2.35000      COMB10         Max      6.2684     -1.0275          88     2.35000 
          88     0.15000      COMB10         Min      9.1619    -13.4698          88     0.15000 
          88     1.25000      COMB10         Min      7.7152      5.8367          88     1.25000 
          88     2.35000      COMB10         Min      6.2684     -1.0275          88     2.35000 
          88     0.15000      COMB11         Max     -1.8198    -19.5158          88     0.15000 
          88     1.25000      COMB11         Max     -1.0818      6.5438          88     1.25000 
          88     2.35000      COMB11         Max     -0.3438      6.4326          88     2.35000 
          88     0.15000      COMB11         Min     -1.8198    -19.5158          88     0.15000 
          88     1.25000      COMB11         Min     -1.0818      6.5438          88     1.25000 
          88     2.35000      COMB11         Min     -0.3438      6.4326          88     2.35000 
          88     0.15000      COMB12         Max      8.4292    -19.2850          88     0.15000 
          88     1.25000      COMB12         Max      7.3168      6.3794          88     1.25000 
          88     2.35000      COMB12         Max      6.2044      5.8731          88     2.35000 
          88     0.15000      COMB12         Min      8.4292    -19.2850          88     0.15000 
          88     1.25000      COMB12         Min      7.3168      6.3794          88     1.25000 
          88     2.35000      COMB12         Min      6.2044      5.8731          88     2.35000 
          88     0.15000      COMB13         Max     -1.8557    -16.1829          88     0.15000 
          88     1.25000      COMB13         Max     -0.7711      7.3212          88     1.25000 
          88     2.35000      COMB13         Max      0.3135     11.9184          88     2.35000 
          88     0.15000      COMB13         Min     -2.3921    -23.4467          88     0.15000 
          88     1.25000      COMB13         Min     -1.4781      4.8585          88     1.25000 
          88     2.35000      COMB13         Min     -0.5642     -0.2710          88     2.35000 
          88     0.15000      COMB14         Max     13.1487    -19.3890          88     0.15000 
          88     1.25000      COMB14         Max     11.5554      6.3004          88     1.25000 
          88     2.35000      COMB14         Max     10.1624      6.6650          88     2.35000 
          88     0.15000      COMB14         Min    -17.3964    -20.2405          88     0.15000 
          88     1.25000      COMB14         Min    -13.8045      5.8793          88     1.25000 
          88     2.35000      COMB14         Min    -10.4130      4.9824          88     2.35000 
          88     0.15000         INV         Max     13.1487    -11.5843          88     0.15000 
          88     1.25000         INV         Max     11.5554      7.3212          88     1.25000 
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          88     2.35000         INV         Max     10.1624     11.9184          88     2.35000 
          88     0.15000         INV         Min    -17.3964    -23.4467          88     0.15000 
          88     1.25000         INV         Min    -13.8045      4.8585          88     1.25000 
          88     2.35000         INV         Min    -10.4130     -4.7588          88     2.35000 
          89     0.15000          PP                  0.0092    -11.0087          89     0.15000 
          89     1.25000          PP                 -0.3326      6.0237          89     1.25000 
          89     2.35000          PP                 -0.6744     -3.1147          89     2.35000 
          89     0.15000        PERM                 -0.1302     10.2241          89     0.15000 
          89     1.25000        PERM                 -0.8699      1.7458          89     1.25000 
          89     2.35000        PERM                 -1.6097     -6.7325          89     2.35000 
          89     0.15000        NEVE                 -0.0891      6.9955          89     0.15000 
          89     1.25000        NEVE                 -0.5952      1.1945          89     1.25000 
          89     2.35000        NEVE                 -1.1013     -4.6064          89     2.35000 
          89     0.15000      VENTOX                 -0.2618     -2.0479          89     0.15000 
          89     1.25000      VENTOX                  0.1174     -0.3214          89     1.25000 
          89     2.35000      VENTOX                  0.4966      1.4051          89     2.35000 
          89     0.15000      VENTOY                  5.8938     -1.1178          89     0.15000 
          89     1.25000      VENTOY                  3.6167     -0.2418          89     1.25000 
          89     2.35000      VENTOY                  1.3395      0.6342          89     2.35000 
          89     0.15000      SISMAX         Max      0.4028      6.9553          89     0.15000 
          89     1.25000      SISMAX         Max      0.0402      1.7661          89     1.25000 
          89     2.35000      SISMAX         Max      0.3227      3.4232          89     2.35000 
          89     0.15000      SISMAY         Max      9.8120      1.9125          89     0.15000 
          89     1.25000      SISMAY         Max      7.6794      0.3506          89     1.25000 
          89     2.35000      SISMAY         Max      6.1761      1.2734          89     2.35000 
          89     0.15000        TERM                 -0.0858      3.4526          89     0.15000 
          89     1.25000        TERM                 -0.2801      0.6218          89     1.25000 
          89     2.35000        TERM                 -0.4744     -2.2090          89     2.35000 
          89     0.15000       COMB1         Max     -0.2068      2.6681          89     0.15000 
          89     1.25000       COMB1         Max     -1.4826      8.3913          89     1.25000 
          89     2.35000       COMB1         Max     -2.7584    -12.0561          89     2.35000 
          89     0.15000       COMB1         Min     -0.2068      2.6681          89     0.15000 
          89     1.25000       COMB1         Min     -1.4826      8.3913          89     1.25000 
          89     2.35000       COMB1         Min     -2.7584    -12.0561          89     2.35000 
          89     0.15000       COMB2         Max     -0.2959      9.6635          89     0.15000 
          89     1.25000       COMB2         Max     -2.0778      9.5859          89     1.25000 
          89     2.35000       COMB2         Max     -3.8598    -16.6626          89     2.35000 
          89     0.15000       COMB2         Min     -0.2959      9.6635          89     0.15000 
          89     1.25000       COMB2         Min     -2.0778      9.5859          89     1.25000 
          89     2.35000       COMB2         Min     -3.8598    -16.6626          89     2.35000 
          89     0.15000       COMB3         Max     -0.4686      0.6202          89     0.15000 
          89     1.25000       COMB3         Max     -1.3652      8.0699          89     1.25000 
          89     2.35000       COMB3         Max     -2.2618    -10.6511          89     2.35000 
          89     0.15000       COMB3         Min     -0.4686      0.6202          89     0.15000 
          89     1.25000       COMB3         Min     -1.3652      8.0699          89     1.25000 
          89     2.35000       COMB3         Min     -2.2618    -10.6511          89     2.35000 
          89     0.15000       COMB4         Max      5.6871      1.5503          89     0.15000 
          89     1.25000       COMB4         Max      2.1341      8.1495          89     1.25000 
          89     2.35000       COMB4         Max     -1.4189    -11.4220          89     2.35000 
          89     0.15000       COMB4         Min      5.6871      1.5503          89     0.15000 
          89     1.25000       COMB4         Min      2.1341      8.1495          89     1.25000 
          89     2.35000       COMB4         Min     -1.4189    -11.4220          89     2.35000 
          89     0.15000       COMB5         Max     -0.5577      7.6156          89     0.15000 
          89     1.25000       COMB5         Max     -1.9604      9.2645          89     1.25000 
          89     2.35000       COMB5         Max     -3.3632    -15.2575          89     2.35000 
          89     0.15000       COMB5         Min     -0.5577      7.6156          89     0.15000 
          89     1.25000       COMB5         Min     -1.9604      9.2645          89     1.25000 
          89     2.35000       COMB5         Min     -3.3632    -15.2575          89     2.35000 
          89     0.15000       COMB6         Max      5.5980      8.5457          89     0.15000 
          89     1.25000       COMB6         Max      1.5389      9.3440          89     1.25000 
          89     2.35000       COMB6         Max     -2.5203    -16.0284          89     2.35000 
          89     0.15000       COMB6         Min      5.5980      8.5457          89     0.15000 
          89     1.25000       COMB6         Min      1.5389      9.3440          89     1.25000 
          89     2.35000       COMB6         Min     -2.5203    -16.0284          89     2.35000 
          89     0.15000       COMB7         Max     -0.0353     -4.2372          89     0.15000 
          89     1.25000       COMB7         Max     -0.9224      7.1477          89     1.25000 
          89     2.35000       COMB7         Max     -1.8096     -7.6381          89     2.35000 
          89     0.15000       COMB7         Min     -0.0353     -4.2372          89     0.15000 
          89     1.25000       COMB7         Min     -0.9224      7.1477          89     1.25000 
          89     2.35000       COMB7         Min     -1.8096     -7.6381          89     2.35000 
          89     0.15000       COMB8         Max     -0.1243      2.7583          89     0.15000 
          89     1.25000       COMB8         Max     -1.5176      8.3422          89     1.25000 
          89     2.35000       COMB8         Max     -2.9109    -12.2446          89     2.35000 
          89     0.15000       COMB8         Min     -0.1243      2.7583          89     0.15000 
          89     1.25000       COMB8         Min     -1.5176      8.3422          89     1.25000 
          89     2.35000       COMB8         Min     -2.9109    -12.2446          89     2.35000 
          89     0.15000       COMB9         Max     -0.2971     -6.2851          89     0.15000 
          89     1.25000       COMB9         Max     -0.8050      6.8263          89     1.25000 
          89     2.35000       COMB9         Max     -1.3130     -6.2331          89     2.35000 
          89     0.15000       COMB9         Min     -0.2971     -6.2851          89     0.15000 
          89     1.25000       COMB9         Min     -0.8050      6.8263          89     1.25000 
          89     2.35000       COMB9         Min     -1.3130     -6.2331          89     2.35000 
          89     0.15000      COMB10         Max      5.8586     -5.3550          89     0.15000 
          89     1.25000      COMB10         Max      2.6943      6.9059          89     1.25000 
          89     2.35000      COMB10         Max     -0.4701     -7.0040          89     2.35000 
          89     0.15000      COMB10         Min      5.8586     -5.3550          89     0.15000 
          89     1.25000      COMB10         Min      2.6943      6.9059          89     1.25000 
          89     2.35000      COMB10         Min     -0.4701     -7.0040          89     2.35000 
          89     0.15000      COMB11         Max     -0.3861      0.7104          89     0.15000 
          89     1.25000      COMB11         Max     -1.4002      8.0208          89     1.25000 
          89     2.35000      COMB11         Max     -2.4144    -10.8395          89     2.35000 
          89     0.15000      COMB11         Min     -0.3861      0.7104          89     0.15000 
          89     1.25000      COMB11         Min     -1.4002      8.0208          89     1.25000 
          89     2.35000      COMB11         Min     -2.4144    -10.8395          89     2.35000 
          89     0.15000      COMB12         Max      5.7695      1.6405          89     0.15000 
          89     1.25000      COMB12         Max      2.0991      8.1004          89     1.25000 
          89     2.35000      COMB12         Max     -1.5714    -11.6104          89     2.35000 
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          89     0.15000      COMB12         Min      5.7695      1.6405          89     0.15000 
          89     1.25000      COMB12         Min      2.0991      8.1004          89     1.25000 
          89     2.35000      COMB12         Min     -1.5714    -11.6104          89     2.35000 
          89     0.15000      COMB13         Max      0.1927     13.1662          89     0.15000 
          89     1.25000      COMB13         Max     -1.7575     10.7301          89     1.25000 
          89     2.35000      COMB13         Max     -3.0626    -11.0304          89     2.35000 
          89     0.15000      COMB13         Min     -0.6129     -0.7444          89     0.15000 
          89     1.25000      COMB13         Min     -1.8379      7.1980          89     1.25000 
          89     2.35000      COMB13         Min     -3.7081    -17.8768          89     2.35000 
          89     0.15000      COMB14         Max      9.6019      8.1234          89     0.15000 
          89     1.25000      COMB14         Max      5.8817      9.3147          89     1.25000 
          89     2.35000      COMB14         Max      2.7908    -13.1802          89     2.35000 
          89     0.15000      COMB14         Min    -10.0221      4.2984          89     0.15000 
          89     1.25000      COMB14         Min     -9.4771      8.6134          89     1.25000 
          89     2.35000      COMB14         Min     -9.5615    -15.7269          89     2.35000 
          89     0.15000         INV         Max      9.6019     13.1662          89     0.15000 
          89     1.25000         INV         Max      5.8817     10.7301          89     1.25000 
          89     2.35000         INV         Max      2.7908     -6.2331          89     2.35000 
          89     0.15000         INV         Min    -10.0221     -6.2851          89     0.15000 
          89     1.25000         INV         Min     -9.4771      6.8263          89     1.25000 
          89     2.35000         INV         Min     -9.5615    -17.8768          89     2.35000 
          90     0.15000          PP                 -0.7107     -2.5251          90     0.15000 
          90     1.25000          PP                 -0.6339     10.7379          90     1.25000 
          90     2.35000          PP                 -0.5570     -2.1699          90     2.35000 
          90     0.15000        PERM                 -1.6629     -6.6659          90     0.15000 
          90     1.25000        PERM                 -1.3078      1.8617          90     1.25000 
          90     2.35000        PERM                 -0.9526     10.3893          90     2.35000 
          90     0.15000        NEVE                 -1.1378     -4.5609          90     0.15000 
          90     1.25000        NEVE                 -0.8948      1.2738          90     1.25000 
          90     2.35000        NEVE                 -0.6518      7.1085          90     2.35000 
          90     0.15000      VENTOX                  0.5749      0.9666          90     0.15000 
          90     1.25000      VENTOX                  0.7702     -0.3070          90     1.25000 
          90     2.35000      VENTOX                  0.9655     -1.5805          90     2.35000 
          90     0.15000      VENTOY                  0.5391      0.9658          90     0.15000 
          90     1.25000      VENTOY                 -3.3020     -0.8172          90     1.25000 
          90     2.35000      VENTOY                 -7.1432     -2.6002          90     2.35000 
          90     0.15000      SISMAX         Max      0.4212      3.3263          90     0.15000 
          90     1.25000      SISMAX         Max      0.7830      3.0410          90     1.25000 
          90     2.35000      SISMAX         Max      1.1448      9.4082          90     2.35000 
          90     0.15000      SISMAY         Max      5.8205      0.6727          90     0.15000 
          90     1.25000      SISMAY         Max      6.0844      1.0200          90     1.25000 
          90     2.35000      SISMAY         Max      8.9378      1.8834          90     2.35000 
          90     0.15000        TERM                 -0.4772      1.6386          90     0.15000 
          90     1.25000        TERM                 -0.3014     -3.1869          90     1.25000 
          90     2.35000        TERM                 -0.1256     -8.0125          90     2.35000 
          90     0.15000       COMB1         Max     -2.8508     -7.5524          90     0.15000 
          90     1.25000       COMB1         Max     -2.2430      9.4127          90     1.25000 
          90     2.35000       COMB1         Max     -1.6352      0.2069          90     2.35000 
          90     0.15000       COMB1         Min     -2.8508     -7.5524          90     0.15000 
          90     1.25000       COMB1         Min     -2.2430      9.4127          90     1.25000 
          90     2.35000       COMB1         Min     -1.6352      0.2069          90     2.35000 
          90     0.15000       COMB2         Max     -3.9886    -12.1132          90     0.15000 
          90     1.25000       COMB2         Max     -3.1378     10.6865          90     1.25000 
          90     2.35000       COMB2         Max     -2.2870      7.3154          90     2.35000 
          90     0.15000       COMB2         Min     -3.9886    -12.1132          90     0.15000 
          90     1.25000       COMB2         Min     -3.1378     10.6865          90     1.25000 
          90     2.35000       COMB2         Min     -2.2870      7.3154          90     2.35000 
          90     0.15000       COMB3         Max     -2.2760     -6.5857          90     0.15000 
          90     1.25000       COMB3         Max     -1.4729      9.1057          90     1.25000 
          90     2.35000       COMB3         Max     -0.6697     -1.3736          90     2.35000 
          90     0.15000       COMB3         Min     -2.2760     -6.5857          90     0.15000 
          90     1.25000       COMB3         Min     -1.4729      9.1057          90     1.25000 
          90     2.35000       COMB3         Min     -0.6697     -1.3736          90     2.35000 
          90     0.15000       COMB4         Max     -2.3118     -6.5865          90     0.15000 
          90     1.25000       COMB4         Max     -5.5451      8.5955          90     1.25000 
          90     2.35000       COMB4         Max     -8.7784     -2.3932          90     2.35000 
          90     0.15000       COMB4         Min     -2.3118     -6.5865          90     0.15000 
          90     1.25000       COMB4         Min     -5.5451      8.5955          90     1.25000 
          90     2.35000       COMB4         Min     -8.7784     -2.3932          90     2.35000 
          90     0.15000       COMB5         Max     -3.4138    -11.1466          90     0.15000 
          90     1.25000       COMB5         Max     -2.3676     10.3795          90     1.25000 
          90     2.35000       COMB5         Max     -1.3215      5.7349          90     2.35000 
          90     0.15000       COMB5         Min     -3.4138    -11.1466          90     0.15000 
          90     1.25000       COMB5         Min     -2.3676     10.3795          90     1.25000 
          90     2.35000       COMB5         Min     -1.3215      5.7349          90     2.35000 
          90     0.15000       COMB6         Max     -3.4496    -11.1474          90     0.15000 
          90     1.25000       COMB6         Max     -6.4399      9.8693          90     1.25000 
          90     2.35000       COMB6         Max     -9.4302      4.7153          90     2.35000 
          90     0.15000       COMB6         Min     -3.4496    -11.1474          90     0.15000 
          90     1.25000       COMB6         Min     -6.4399      9.8693          90     1.25000 
          90     2.35000       COMB6         Min     -9.4302      4.7153          90     2.35000 
          90     0.15000       COMB7         Max     -1.8964    -10.8295          90     0.15000 
          90     1.25000       COMB7         Max     -1.6402     15.7866          90     1.25000 
          90     2.35000       COMB7         Max     -1.3840     16.2319          90     2.35000 
          90     0.15000       COMB7         Min     -1.8964    -10.8295          90     0.15000 
          90     1.25000       COMB7         Min     -1.6402     15.7866          90     1.25000 
          90     2.35000       COMB7         Min     -1.3840     16.2319          90     2.35000 
          90     0.15000       COMB8         Max     -3.0342    -15.3904          90     0.15000 
          90     1.25000       COMB8         Max     -2.5350     17.0604          90     1.25000 
          90     2.35000       COMB8         Max     -2.0357     23.3404          90     2.35000 
          90     0.15000       COMB8         Min     -3.0342    -15.3904          90     0.15000 
          90     1.25000       COMB8         Min     -2.5350     17.0604          90     1.25000 
          90     2.35000       COMB8         Min     -2.0357     23.3404          90     2.35000 
          90     0.15000       COMB9         Max     -1.3216     -9.8629          90     0.15000 
          90     1.25000       COMB9         Max     -0.8700     15.4796          90     1.25000 
          90     2.35000       COMB9         Max     -0.4185     14.6513          90     2.35000 
          90     0.15000       COMB9         Min     -1.3216     -9.8629          90     0.15000 
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          90     1.25000       COMB9         Min     -0.8700     15.4796          90     1.25000 
          90     2.35000       COMB9         Min     -0.4185     14.6513          90     2.35000 
          90     0.15000      COMB10         Max     -1.3574     -9.8637          90     0.15000 
          90     1.25000      COMB10         Max     -4.9423     14.9694          90     1.25000 
          90     2.35000      COMB10         Max     -8.5271     13.6317          90     2.35000 
          90     0.15000      COMB10         Min     -1.3574     -9.8637          90     0.15000 
          90     1.25000      COMB10         Min     -4.9423     14.9694          90     1.25000 
          90     2.35000      COMB10         Min     -8.5271     13.6317          90     2.35000 
          90     0.15000      COMB11         Max     -2.4594    -14.4238          90     0.15000 
          90     1.25000      COMB11         Max     -1.7648     16.7534          90     1.25000 
          90     2.35000      COMB11         Max     -1.0702     21.7598          90     2.35000 
          90     0.15000      COMB11         Min     -2.4594    -14.4238          90     0.15000 
          90     1.25000      COMB11         Min     -1.7648     16.7534          90     1.25000 
          90     2.35000      COMB11         Min     -1.0702     21.7598          90     2.35000 
          90     0.15000      COMB12         Max     -2.4952    -14.4245          90     0.15000 
          90     1.25000      COMB12         Max     -5.8370     16.2432          90     1.25000 
          90     2.35000      COMB12         Max     -9.1789     20.7402          90     2.35000 
          90     0.15000      COMB12         Min     -2.4952    -14.4245          90     0.15000 
          90     1.25000      COMB12         Min     -5.8370     16.2432          90     1.25000 
          90     2.35000      COMB12         Min     -9.1789     20.7402          90     2.35000 
          90     0.15000      COMB13         Max     -3.0902    -10.4255          90     0.15000 
          90     1.25000      COMB13         Max     -2.0534     16.9144          90     1.25000 
          90     2.35000      COMB13         Max     -1.0165     24.7361          90     2.35000 
          90     0.15000      COMB13         Min     -3.9327    -17.0781          90     0.15000 
          90     1.25000      COMB13         Min     -3.6194     10.8325          90     1.25000 
          90     2.35000      COMB13         Min     -3.3062      5.9197          90     2.35000 
          90     0.15000      COMB14         Max      2.3091    -13.0791          90     0.15000 
          90     1.25000      COMB14         Max      3.2480     14.8935          90     1.25000 
          90     2.35000      COMB14         Max      6.7765     17.2113          90     2.35000 
          90     0.15000      COMB14         Min     -9.3319    -14.4244          90     0.15000 
          90     1.25000      COMB14         Min     -8.9208     12.8534          90     1.25000 
          90     2.35000      COMB14         Min    -11.0992     13.4445          90     2.35000 
          90     0.15000         INV         Max      2.3091     -6.5857          90     0.15000 
          90     1.25000         INV         Max      3.2480     17.0604          90     1.25000 
          90     2.35000         INV         Max      6.7765     24.7361          90     2.35000 
          90     0.15000         INV         Min     -9.3319    -17.0781          90     0.15000 
          90     1.25000         INV         Min     -8.9208      8.5955          90     1.25000 
          90     2.35000         INV         Min    -11.0992     -2.3932          90     2.35000 
          91     0.15000          PP                 -0.4792     -1.5542          91     0.15000 
          91     1.25000          PP                  0.0415     13.6621          91     1.25000 
          91     2.35000          PP                  0.5621      2.7077          91     2.35000 
          91     0.15000        PERM                 -0.7747     11.0030          91     0.15000 
          91     1.25000        PERM                  0.2450      5.6093          91     1.25000 
          91     2.35000        PERM                  1.2648      0.2157          91     2.35000 
          91     0.15000        NEVE                 -0.5301      7.5284          91     0.15000 
          91     1.25000        NEVE                  0.1676      3.8380          91     1.25000 
          91     2.35000        NEVE                  0.8654      0.1476          91     2.35000 
          91     0.15000      VENTOX                  1.1622     -2.5667          91     0.15000 
          91     1.25000      VENTOX                  2.3935     -2.0310          91     1.25000 
          91     2.35000      VENTOX                  3.6248     -1.4952          91     2.35000 
          91     0.15000      VENTOY                 -7.9976     -2.0007          91     0.15000 
          91     1.25000      VENTOY                -12.0688     -1.3790          91     1.25000 
          91     2.35000      VENTOY                -16.1400     -0.7572          91     2.35000 
          91     0.15000      SISMAX         Max      1.4669      2.8369          91     0.15000 
          91     1.25000      SISMAX         Max      3.4614      6.3449          91     1.25000 
          91     2.35000      SISMAX         Max      5.4560     15.5266          91     2.35000 
          91     0.15000      SISMAY         Max      9.5127      0.5768          91     0.15000 
          91     1.25000      SISMAY         Max     12.7840      0.9798          91     1.25000 
          91     2.35000      SISMAY         Max     16.3194      2.3978          91     2.35000 
          91     0.15000        TERM                  0.0627      1.2184          91     0.15000 
          91     1.25000        TERM                  1.2876     -6.7454          91     1.25000 
          91     2.35000        TERM                  2.5125    -14.7093          91     2.35000 
          91     0.15000       COMB1         Max     -1.1912     10.6672          91     0.15000 
          91     1.25000       COMB1         Max      1.5741     12.5260          91     1.25000 
          91     2.35000       COMB1         Max      4.3394    -11.7860          91     2.35000 
          91     0.15000       COMB1         Min     -1.1912     10.6672          91     0.15000 
          91     1.25000       COMB1         Min      1.5741     12.5260          91     1.25000 
          91     2.35000       COMB1         Min      4.3394    -11.7860          91     2.35000 
          91     0.15000       COMB2         Max     -1.7213     18.1956          91     0.15000 
          91     1.25000       COMB2         Max      1.7417     16.3640          91     1.25000 
          91     2.35000       COMB2         Max      5.2048    -11.6384          91     2.35000 
          91     0.15000       COMB2         Min     -1.7213     18.1956          91     0.15000 
          91     1.25000       COMB2         Min      1.7417     16.3640          91     1.25000 
          91     2.35000       COMB2         Min      5.2048    -11.6384          91     2.35000 
          91     0.15000       COMB3         Max     -0.0290      8.1006          91     0.15000 
          91     1.25000       COMB3         Max      3.9676     10.4951          91     1.25000 
          91     2.35000       COMB3         Max      7.9642    -13.2812          91     2.35000 
          91     0.15000       COMB3         Min     -0.0290      8.1006          91     0.15000 
          91     1.25000       COMB3         Min      3.9676     10.4951          91     1.25000 
          91     2.35000       COMB3         Min      7.9642    -13.2812          91     2.35000 
          91     0.15000       COMB4         Max     -9.1888      8.6665          91     0.15000 
          91     1.25000       COMB4         Max    -10.4947     11.1470          91     1.25000 
          91     2.35000       COMB4         Max    -11.8006    -12.5432          91     2.35000 
          91     0.15000       COMB4         Min     -9.1888      8.6665          91     0.15000 
          91     1.25000       COMB4         Min    -10.4947     11.1470          91     1.25000 
          91     2.35000       COMB4         Min    -11.8006    -12.5432          91     2.35000 
          91     0.15000       COMB5         Max     -0.5591     15.6289          91     0.15000 
          91     1.25000       COMB5         Max      4.1352     14.3330          91     1.25000 
          91     2.35000       COMB5         Max      8.8296    -13.1336          91     2.35000 
          91     0.15000       COMB5         Min     -0.5591     15.6289          91     0.15000 
          91     1.25000       COMB5         Min      4.1352     14.3330          91     1.25000 
          91     2.35000       COMB5         Min      8.8296    -13.1336          91     2.35000 
          91     0.15000       COMB6         Max     -9.7189     16.1949          91     0.15000 
          91     1.25000       COMB6         Max    -10.3271     14.9850          91     1.25000 
          91     2.35000       COMB6         Max    -10.9353    -12.3956          91     2.35000 
          91     0.15000       COMB6         Min     -9.7189     16.1949          91     0.15000 
          91     1.25000       COMB6         Min    -10.3271     14.9850          91     1.25000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

436/ 799 

 
          91     2.35000       COMB6         Min    -10.9353    -12.3956          91     2.35000 
          91     0.15000       COMB7         Max     -1.3167      8.2304          91     0.15000 
          91     1.25000       COMB7         Max     -1.0011     26.0169          91     1.25000 
          91     2.35000       COMB7         Max     -0.6856     17.6326          91     2.35000 
          91     0.15000       COMB7         Min     -1.3167      8.2304          91     0.15000 
          91     1.25000       COMB7         Min     -1.0011     26.0169          91     1.25000 
          91     2.35000       COMB7         Min     -0.6856     17.6326          91     2.35000 
          91     0.15000       COMB8         Max     -1.8468     15.7587          91     0.15000 
          91     1.25000       COMB8         Max     -0.8335     29.8548          91     1.25000 
          91     2.35000       COMB8         Max      0.1797     17.7802          91     2.35000 
          91     0.15000       COMB8         Min     -1.8468     15.7587          91     0.15000 
          91     1.25000       COMB8         Min     -0.8335     29.8548          91     1.25000 
          91     2.35000       COMB8         Min      0.1797     17.7802          91     2.35000 
          91     0.15000       COMB9         Max     -0.1545      5.6637          91     0.15000 
          91     1.25000       COMB9         Max      1.3923     23.9859          91     1.25000 
          91     2.35000       COMB9         Max      2.9392     16.1374          91     2.35000 
          91     0.15000       COMB9         Min     -0.1545      5.6637          91     0.15000 
          91     1.25000       COMB9         Min      1.3923     23.9859          91     1.25000 
          91     2.35000       COMB9         Min      2.9392     16.1374          91     2.35000 
          91     0.15000      COMB10         Max     -9.3143      6.2296          91     0.15000 
          91     1.25000      COMB10         Max    -13.0700     24.6379          91     1.25000 
          91     2.35000      COMB10         Max    -16.8256     16.8754          91     2.35000 
          91     0.15000      COMB10         Min     -9.3143      6.2296          91     0.15000 
          91     1.25000      COMB10         Min    -13.0700     24.6379          91     1.25000 
          91     2.35000      COMB10         Min    -16.8256     16.8754          91     2.35000 
          91     0.15000      COMB11         Max     -0.6846     13.1921          91     0.15000 
          91     1.25000      COMB11         Max      1.5600     27.8239          91     1.25000 
          91     2.35000      COMB11         Max      3.8045     16.2850          91     2.35000 
          91     0.15000      COMB11         Min     -0.6846     13.1921          91     0.15000 
          91     1.25000      COMB11         Min      1.5600     27.8239          91     1.25000 
          91     2.35000      COMB11         Min      3.8045     16.2850          91     2.35000 
          91     0.15000      COMB12         Max     -9.8444     13.7580          91     0.15000 
          91     1.25000      COMB12         Max    -12.9023     28.4759          91     1.25000 
          91     2.35000      COMB12         Max    -15.9603     17.0230          91     2.35000 
          91     0.15000      COMB12         Min     -9.8444     13.7580          91     0.15000 
          91     1.25000      COMB12         Min    -12.9023     28.4759          91     1.25000 
          91     2.35000      COMB12         Min    -15.9603     17.0230          91     2.35000 
          91     0.15000      COMB13         Max     -0.3172     19.8140          91     0.15000 
          91     1.25000      COMB13         Max      3.9156     29.4543          91     1.25000 
          91     2.35000      COMB13         Max      8.1483     18.5975          91     2.35000 
          91     0.15000      COMB13         Min     -3.2509     14.1403          91     0.15000 
          91     1.25000      COMB13         Min     -3.0073     16.7645          91     1.25000 
          91     2.35000      COMB13         Min     -2.7638    -12.4557          91     2.35000 
          91     0.15000      COMB14         Max      7.7287     17.5540          91     0.15000 
          91     1.25000      COMB14         Max     13.2381     24.0893          91     1.25000 
          91     2.35000      COMB14         Max     19.0117      5.4687          91     2.35000 
          91     0.15000      COMB14         Min    -11.2967     16.4003          91     0.15000 
          91     1.25000      COMB14         Min    -12.3299     22.1296          91     1.25000 
          91     2.35000      COMB14         Min    -13.6272      0.6731          91     2.35000 
          91     0.15000         INV         Max      7.7287     19.8140          91     0.15000 
          91     1.25000         INV         Max     13.2381     29.8548          91     1.25000 
          91     2.35000         INV         Max     19.0117     18.5975          91     2.35000 
          91     0.15000         INV         Min    -11.2967      5.6637          91     0.15000 
          91     1.25000         INV         Min    -13.0700     10.4951          91     1.25000 
          91     2.35000         INV         Min    -16.8256    -13.2812          91     2.35000 
 
 
Table: Joint Displacements, Part 1 of 2 
 
       Joint  OutputCase    CaseType    StepType          U1          U2          U3          R1          R2 
        Text        Text        Text        Text           m           m           m     Radians     Radians 
 
           1          PP   LinStatic                0.000000    0.000000   -0.006180    0.000000    0.000000 
           1        PERM   LinStatic                0.000000    0.000000   -0.001687    0.000000    0.000000 
           1        NEVE   LinStatic                0.000000    0.000000   -0.000727    0.000000    0.000000 
           1      VENTOX   LinStatic                0.000000    0.000000    0.000178    0.000000    0.000000 
           1      VENTOY   LinStatic                0.000000    0.000000    0.000201    0.000000    0.000000 
           1      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000020    0.000000    0.000000 
           1      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000071    0.000000    0.000000 
           1        TERM   LinStatic                0.000000    0.000000  -6.961E-06    0.000000    0.000000 
           1       COMB1 Combination         Max    0.000000    0.000000   -0.007874    0.000000    0.000000 
           1       COMB1 Combination         Min    0.000000    0.000000   -0.007874    0.000000    0.000000 
           1       COMB2 Combination         Max    0.000000    0.000000   -0.008601    0.000000    0.000000 
           1       COMB2 Combination         Min    0.000000    0.000000   -0.008601    0.000000    0.000000 
           1       COMB3 Combination         Max    0.000000    0.000000   -0.007696    0.000000    0.000000 
           1       COMB3 Combination         Min    0.000000    0.000000   -0.007696    0.000000    0.000000 
           1       COMB4 Combination         Max    0.000000    0.000000   -0.007672    0.000000    0.000000 
           1       COMB4 Combination         Min    0.000000    0.000000   -0.007672    0.000000    0.000000 
           1       COMB5 Combination         Max    0.000000    0.000000   -0.008423    0.000000    0.000000 
           1       COMB5 Combination         Min    0.000000    0.000000   -0.008423    0.000000    0.000000 
           1       COMB6 Combination         Max    0.000000    0.000000   -0.008399    0.000000    0.000000 
           1       COMB6 Combination         Min    0.000000    0.000000   -0.008399    0.000000    0.000000 
           1       COMB7 Combination         Max    0.000000    0.000000   -0.007860    0.000000    0.000000 
           1       COMB7 Combination         Min    0.000000    0.000000   -0.007860    0.000000    0.000000 
           1       COMB8 Combination         Max    0.000000    0.000000   -0.008587    0.000000    0.000000 
           1       COMB8 Combination         Min    0.000000    0.000000   -0.008587    0.000000    0.000000 
           1       COMB9 Combination         Max    0.000000    0.000000   -0.007682    0.000000    0.000000 
           1       COMB9 Combination         Min    0.000000    0.000000   -0.007682    0.000000    0.000000 
           1      COMB10 Combination         Max    0.000000    0.000000   -0.007659    0.000000    0.000000 
           1      COMB10 Combination         Min    0.000000    0.000000   -0.007659    0.000000    0.000000 
           1      COMB11 Combination         Max    0.000000    0.000000   -0.008409    0.000000    0.000000 
           1      COMB11 Combination         Min    0.000000    0.000000   -0.008409    0.000000    0.000000 
           1      COMB12 Combination         Max    0.000000    0.000000   -0.008385    0.000000    0.000000 
           1      COMB12 Combination         Min    0.000000    0.000000   -0.008385    0.000000    0.000000 
           1      COMB13 Combination         Max    0.000000    0.000000   -0.008574    0.000000    0.000000 
           1      COMB13 Combination         Min    0.000000    0.000000   -0.008614    0.000000    0.000000 
           1      COMB14 Combination         Max    0.000000    0.000000   -0.008523    0.000000    0.000000 
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           1      COMB14 Combination         Min    0.000000    0.000000   -0.008665    0.000000    0.000000 
           1         INV Combination         Max    0.000000    0.000000   -0.007659    0.000000    0.000000 
           1         INV Combination         Min    0.000000    0.000000   -0.008665    0.000000    0.000000 
           2          PP   LinStatic                0.000000    0.000000   -0.006155    0.000000    0.000000 
           2        PERM   LinStatic                0.000000    0.000000   -0.001681    0.000000    0.000000 
           2        NEVE   LinStatic                0.000000    0.000000   -0.000722    0.000000    0.000000 
           2      VENTOX   LinStatic                0.000000    0.000000    0.000177    0.000000    0.000000 
           2      VENTOY   LinStatic                0.000000    0.000000    0.000200    0.000000    0.000000 
           2      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000016    0.000000    0.000000 
           2      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000070    0.000000    0.000000 
           2        TERM   LinStatic                0.000000    0.000000  -2.806E-06    0.000000    0.000000 
           2       COMB1 Combination         Max    0.000000    0.000000   -0.007839    0.000000    0.000000 
           2       COMB1 Combination         Min    0.000000    0.000000   -0.007839    0.000000    0.000000 
           2       COMB2 Combination         Max    0.000000    0.000000   -0.008561    0.000000    0.000000 
           2       COMB2 Combination         Min    0.000000    0.000000   -0.008561    0.000000    0.000000 
           2       COMB3 Combination         Max    0.000000    0.000000   -0.007662    0.000000    0.000000 
           2       COMB3 Combination         Min    0.000000    0.000000   -0.007662    0.000000    0.000000 
           2       COMB4 Combination         Max    0.000000    0.000000   -0.007639    0.000000    0.000000 
           2       COMB4 Combination         Min    0.000000    0.000000   -0.007639    0.000000    0.000000 
           2       COMB5 Combination         Max    0.000000    0.000000   -0.008384    0.000000    0.000000 
           2       COMB5 Combination         Min    0.000000    0.000000   -0.008384    0.000000    0.000000 
           2       COMB6 Combination         Max    0.000000    0.000000   -0.008362    0.000000    0.000000 
           2       COMB6 Combination         Min    0.000000    0.000000   -0.008362    0.000000    0.000000 
           2       COMB7 Combination         Max    0.000000    0.000000   -0.007833    0.000000    0.000000 
           2       COMB7 Combination         Min    0.000000    0.000000   -0.007833    0.000000    0.000000 
           2       COMB8 Combination         Max    0.000000    0.000000   -0.008556    0.000000    0.000000 
           2       COMB8 Combination         Min    0.000000    0.000000   -0.008556    0.000000    0.000000 
           2       COMB9 Combination         Max    0.000000    0.000000   -0.007656    0.000000    0.000000 
           2       COMB9 Combination         Min    0.000000    0.000000   -0.007656    0.000000    0.000000 
           2      COMB10 Combination         Max    0.000000    0.000000   -0.007633    0.000000    0.000000 
           2      COMB10 Combination         Min    0.000000    0.000000   -0.007633    0.000000    0.000000 
           2      COMB11 Combination         Max    0.000000    0.000000   -0.008379    0.000000    0.000000 
           2      COMB11 Combination         Min    0.000000    0.000000   -0.008379    0.000000    0.000000 
           2      COMB12 Combination         Max    0.000000    0.000000   -0.008356    0.000000    0.000000 
           2      COMB12 Combination         Min    0.000000    0.000000   -0.008356    0.000000    0.000000 
           2      COMB13 Combination         Max    0.000000    0.000000   -0.008543    0.000000    0.000000 
           2      COMB13 Combination         Min    0.000000    0.000000   -0.008574    0.000000    0.000000 
           2      COMB14 Combination         Max    0.000000    0.000000   -0.008489    0.000000    0.000000 
           2      COMB14 Combination         Min    0.000000    0.000000   -0.008628    0.000000    0.000000 
           2         INV Combination         Max    0.000000    0.000000   -0.007633    0.000000    0.000000 
           2         INV Combination         Min    0.000000    0.000000   -0.008628    0.000000    0.000000 
           3          PP   LinStatic                0.000000    0.000000   -0.006150    0.000000    0.000000 
           3        PERM   LinStatic                0.000000    0.000000   -0.001680    0.000000    0.000000 
           3        NEVE   LinStatic                0.000000    0.000000   -0.000722    0.000000    0.000000 
           3      VENTOX   LinStatic                0.000000    0.000000    0.000177    0.000000    0.000000 
           3      VENTOY   LinStatic                0.000000    0.000000    0.000199    0.000000    0.000000 
           3      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000012    0.000000    0.000000 
           3      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000068    0.000000    0.000000 
           3        TERM   LinStatic                0.000000    0.000000   2.874E-07    0.000000    0.000000 
           3       COMB1 Combination         Max    0.000000    0.000000   -0.007830    0.000000    0.000000 
           3       COMB1 Combination         Min    0.000000    0.000000   -0.007830    0.000000    0.000000 
           3       COMB2 Combination         Max    0.000000    0.000000   -0.008552    0.000000    0.000000 
           3       COMB2 Combination         Min    0.000000    0.000000   -0.008552    0.000000    0.000000 
           3       COMB3 Combination         Max    0.000000    0.000000   -0.007653    0.000000    0.000000 
           3       COMB3 Combination         Min    0.000000    0.000000   -0.007653    0.000000    0.000000 
           3       COMB4 Combination         Max    0.000000    0.000000   -0.007631    0.000000    0.000000 
           3       COMB4 Combination         Min    0.000000    0.000000   -0.007631    0.000000    0.000000 
           3       COMB5 Combination         Max    0.000000    0.000000   -0.008375    0.000000    0.000000 
           3       COMB5 Combination         Min    0.000000    0.000000   -0.008375    0.000000    0.000000 
           3       COMB6 Combination         Max    0.000000    0.000000   -0.008353    0.000000    0.000000 
           3       COMB6 Combination         Min    0.000000    0.000000   -0.008353    0.000000    0.000000 
           3       COMB7 Combination         Max    0.000000    0.000000   -0.007831    0.000000    0.000000 
           3       COMB7 Combination         Min    0.000000    0.000000   -0.007831    0.000000    0.000000 
           3       COMB8 Combination         Max    0.000000    0.000000   -0.008553    0.000000    0.000000 
           3       COMB8 Combination         Min    0.000000    0.000000   -0.008553    0.000000    0.000000 
           3       COMB9 Combination         Max    0.000000    0.000000   -0.007654    0.000000    0.000000 
           3       COMB9 Combination         Min    0.000000    0.000000   -0.007654    0.000000    0.000000 
           3      COMB10 Combination         Max    0.000000    0.000000   -0.007632    0.000000    0.000000 
           3      COMB10 Combination         Min    0.000000    0.000000   -0.007632    0.000000    0.000000 
           3      COMB11 Combination         Max    0.000000    0.000000   -0.008376    0.000000    0.000000 
           3      COMB11 Combination         Min    0.000000    0.000000   -0.008376    0.000000    0.000000 
           3      COMB12 Combination         Max    0.000000    0.000000   -0.008354    0.000000    0.000000 
           3      COMB12 Combination         Min    0.000000    0.000000   -0.008354    0.000000    0.000000 
           3      COMB13 Combination         Max    0.000000    0.000000   -0.008541    0.000000    0.000000 
           3      COMB13 Combination         Min    0.000000    0.000000   -0.008565    0.000000    0.000000 
           3      COMB14 Combination         Max    0.000000    0.000000   -0.008485    0.000000    0.000000 
           3      COMB14 Combination         Min    0.000000    0.000000   -0.008621    0.000000    0.000000 
           3         INV Combination         Max    0.000000    0.000000   -0.007631    0.000000    0.000000 
           3         INV Combination         Min    0.000000    0.000000   -0.008621    0.000000    0.000000 
           4          PP   LinStatic                0.000000    0.000000   -0.006126    0.000000    0.000000 
           4        PERM   LinStatic                0.000000    0.000000   -0.001674    0.000000    0.000000 
           4        NEVE   LinStatic                0.000000    0.000000   -0.000718    0.000000    0.000000 
           4      VENTOX   LinStatic                0.000000    0.000000    0.000176    0.000000    0.000000 
           4      VENTOY   LinStatic                0.000000    0.000000    0.000197    0.000000    0.000000 
           4      SISMAX LinRespSpec         Max    0.000000    0.000000   9.289E-06    0.000000    0.000000 
           4      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000066    0.000000    0.000000 
           4        TERM   LinStatic                0.000000    0.000000   2.017E-06    0.000000    0.000000 
           4       COMB1 Combination         Max    0.000000    0.000000   -0.007797    0.000000    0.000000 
           4       COMB1 Combination         Min    0.000000    0.000000   -0.007797    0.000000    0.000000 
           4       COMB2 Combination         Max    0.000000    0.000000   -0.008515    0.000000    0.000000 
           4       COMB2 Combination         Min    0.000000    0.000000   -0.008515    0.000000    0.000000 
           4       COMB3 Combination         Max    0.000000    0.000000   -0.007621    0.000000    0.000000 
           4       COMB3 Combination         Min    0.000000    0.000000   -0.007621    0.000000    0.000000 
           4       COMB4 Combination         Max    0.000000    0.000000   -0.007600    0.000000    0.000000 
           4       COMB4 Combination         Min    0.000000    0.000000   -0.007600    0.000000    0.000000 
           4       COMB5 Combination         Max    0.000000    0.000000   -0.008339    0.000000    0.000000 
           4       COMB5 Combination         Min    0.000000    0.000000   -0.008339    0.000000    0.000000 
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           4       COMB6 Combination         Max    0.000000    0.000000   -0.008318    0.000000    0.000000 
           4       COMB6 Combination         Min    0.000000    0.000000   -0.008318    0.000000    0.000000 
           4       COMB7 Combination         Max    0.000000    0.000000   -0.007801    0.000000    0.000000 
           4       COMB7 Combination         Min    0.000000    0.000000   -0.007801    0.000000    0.000000 
           4       COMB8 Combination         Max    0.000000    0.000000   -0.008519    0.000000    0.000000 
           4       COMB8 Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 
           4       COMB9 Combination         Max    0.000000    0.000000   -0.007625    0.000000    0.000000 
           4       COMB9 Combination         Min    0.000000    0.000000   -0.007625    0.000000    0.000000 
           4      COMB10 Combination         Max    0.000000    0.000000   -0.007604    0.000000    0.000000 
           4      COMB10 Combination         Min    0.000000    0.000000   -0.007604    0.000000    0.000000 
           4      COMB11 Combination         Max    0.000000    0.000000   -0.008343    0.000000    0.000000 
           4      COMB11 Combination         Min    0.000000    0.000000   -0.008343    0.000000    0.000000 
           4      COMB12 Combination         Max    0.000000    0.000000   -0.008322    0.000000    0.000000 
           4      COMB12 Combination         Min    0.000000    0.000000   -0.008322    0.000000    0.000000 
           4      COMB13 Combination         Max    0.000000    0.000000   -0.008508    0.000000    0.000000 
           4      COMB13 Combination         Min    0.000000    0.000000   -0.008526    0.000000    0.000000 
           4      COMB14 Combination         Max    0.000000    0.000000   -0.008451    0.000000    0.000000 
           4      COMB14 Combination         Min    0.000000    0.000000   -0.008582    0.000000    0.000000 
           4         INV Combination         Max    0.000000    0.000000   -0.007600    0.000000    0.000000 
           4         INV Combination         Min    0.000000    0.000000   -0.008582    0.000000    0.000000 
           5          PP   LinStatic                0.000000    0.000000   -0.006119    0.000000    0.000000 
           5        PERM   LinStatic                0.000000    0.000000   -0.001670    0.000000    0.000000 
           5        NEVE   LinStatic                0.000000    0.000000   -0.000715    0.000000    0.000000 
           5      VENTOX   LinStatic                0.000000    0.000000    0.000176    0.000000    0.000000 
           5      VENTOY   LinStatic                0.000000    0.000000    0.000196    0.000000    0.000000 
           5      SISMAX LinRespSpec         Max    0.000000    0.000000   6.702E-06    0.000000    0.000000 
           5      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000063    0.000000    0.000000 
           5        TERM   LinStatic                0.000000    0.000000   3.198E-06    0.000000    0.000000 
           5       COMB1 Combination         Max    0.000000    0.000000   -0.007786    0.000000    0.000000 
           5       COMB1 Combination         Min    0.000000    0.000000   -0.007786    0.000000    0.000000 
           5       COMB2 Combination         Max    0.000000    0.000000   -0.008501    0.000000    0.000000 
           5       COMB2 Combination         Min    0.000000    0.000000   -0.008501    0.000000    0.000000 
           5       COMB3 Combination         Max    0.000000    0.000000   -0.007610    0.000000    0.000000 
           5       COMB3 Combination         Min    0.000000    0.000000   -0.007610    0.000000    0.000000 
           5       COMB4 Combination         Max    0.000000    0.000000   -0.007590    0.000000    0.000000 
           5       COMB4 Combination         Min    0.000000    0.000000   -0.007590    0.000000    0.000000 
           5       COMB5 Combination         Max    0.000000    0.000000   -0.008325    0.000000    0.000000 
           5       COMB5 Combination         Min    0.000000    0.000000   -0.008325    0.000000    0.000000 
           5       COMB6 Combination         Max    0.000000    0.000000   -0.008305    0.000000    0.000000 
           5       COMB6 Combination         Min    0.000000    0.000000   -0.008305    0.000000    0.000000 
           5       COMB7 Combination         Max    0.000000    0.000000   -0.007792    0.000000    0.000000 
           5       COMB7 Combination         Min    0.000000    0.000000   -0.007792    0.000000    0.000000 
           5       COMB8 Combination         Max    0.000000    0.000000   -0.008507    0.000000    0.000000 
           5       COMB8 Combination         Min    0.000000    0.000000   -0.008507    0.000000    0.000000 
           5       COMB9 Combination         Max    0.000000    0.000000   -0.007616    0.000000    0.000000 
           5       COMB9 Combination         Min    0.000000    0.000000   -0.007616    0.000000    0.000000 
           5      COMB10 Combination         Max    0.000000    0.000000   -0.007597    0.000000    0.000000 
           5      COMB10 Combination         Min    0.000000    0.000000   -0.007597    0.000000    0.000000 
           5      COMB11 Combination         Max    0.000000    0.000000   -0.008331    0.000000    0.000000 
           5      COMB11 Combination         Min    0.000000    0.000000   -0.008331    0.000000    0.000000 
           5      COMB12 Combination         Max    0.000000    0.000000   -0.008312    0.000000    0.000000 
           5      COMB12 Combination         Min    0.000000    0.000000   -0.008312    0.000000    0.000000 
           5      COMB13 Combination         Max    0.000000    0.000000   -0.008497    0.000000    0.000000 
           5      COMB13 Combination         Min    0.000000    0.000000   -0.008511    0.000000    0.000000 
           5      COMB14 Combination         Max    0.000000    0.000000   -0.008441    0.000000    0.000000 
           5      COMB14 Combination         Min    0.000000    0.000000   -0.008566    0.000000    0.000000 
           5         INV Combination         Max    0.000000    0.000000   -0.007590    0.000000    0.000000 
           5         INV Combination         Min    0.000000    0.000000   -0.008566    0.000000    0.000000 
           6          PP   LinStatic                0.000000    0.000000   -0.006094    0.000000    0.000000 
           6        PERM   LinStatic                0.000000    0.000000   -0.001659    0.000000    0.000000 
           6        NEVE   LinStatic                0.000000    0.000000   -0.000707    0.000000    0.000000 
           6      VENTOX   LinStatic                0.000000    0.000000    0.000174    0.000000    0.000000 
           6      VENTOY   LinStatic                0.000000    0.000000    0.000192    0.000000    0.000000 
           6      SISMAX LinRespSpec         Max    0.000000    0.000000   4.160E-06    0.000000    0.000000 
           6      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000059    0.000000    0.000000 
           6        TERM   LinStatic                0.000000    0.000000   3.810E-06    0.000000    0.000000 
           6       COMB1 Combination         Max    0.000000    0.000000   -0.007749    0.000000    0.000000 
           6       COMB1 Combination         Min    0.000000    0.000000   -0.007749    0.000000    0.000000 
           6       COMB2 Combination         Max    0.000000    0.000000   -0.008457    0.000000    0.000000 
           6       COMB2 Combination         Min    0.000000    0.000000   -0.008457    0.000000    0.000000 
           6       COMB3 Combination         Max    0.000000    0.000000   -0.007575    0.000000    0.000000 
           6       COMB3 Combination         Min    0.000000    0.000000   -0.007575    0.000000    0.000000 
           6       COMB4 Combination         Max    0.000000    0.000000   -0.007557    0.000000    0.000000 
           6       COMB4 Combination         Min    0.000000    0.000000   -0.007557    0.000000    0.000000 
           6       COMB5 Combination         Max    0.000000    0.000000   -0.008283    0.000000    0.000000 
           6       COMB5 Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
           6       COMB6 Combination         Max    0.000000    0.000000   -0.008264    0.000000    0.000000 
           6       COMB6 Combination         Min    0.000000    0.000000   -0.008264    0.000000    0.000000 
           6       COMB7 Combination         Max    0.000000    0.000000   -0.007757    0.000000    0.000000 
           6       COMB7 Combination         Min    0.000000    0.000000   -0.007757    0.000000    0.000000 
           6       COMB8 Combination         Max    0.000000    0.000000   -0.008464    0.000000    0.000000 
           6       COMB8 Combination         Min    0.000000    0.000000   -0.008464    0.000000    0.000000 
           6       COMB9 Combination         Max    0.000000    0.000000   -0.007583    0.000000    0.000000 
           6       COMB9 Combination         Min    0.000000    0.000000   -0.007583    0.000000    0.000000 
           6      COMB10 Combination         Max    0.000000    0.000000   -0.007564    0.000000    0.000000 
           6      COMB10 Combination         Min    0.000000    0.000000   -0.007564    0.000000    0.000000 
           6      COMB11 Combination         Max    0.000000    0.000000   -0.008290    0.000000    0.000000 
           6      COMB11 Combination         Min    0.000000    0.000000   -0.008290    0.000000    0.000000 
           6      COMB12 Combination         Max    0.000000    0.000000   -0.008272    0.000000    0.000000 
           6      COMB12 Combination         Min    0.000000    0.000000   -0.008272    0.000000    0.000000 
           6      COMB13 Combination         Max    0.000000    0.000000   -0.008456    0.000000    0.000000 
           6      COMB13 Combination         Min    0.000000    0.000000   -0.008465    0.000000    0.000000 
           6      COMB14 Combination         Max    0.000000    0.000000   -0.008402    0.000000    0.000000 
           6      COMB14 Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 
           6         INV Combination         Max    0.000000    0.000000   -0.007557    0.000000    0.000000 
           6         INV Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 
           7          PP   LinStatic                0.000000    0.000000   -0.006087    0.000000    0.000000 
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           7        PERM   LinStatic                0.000000    0.000000   -0.001651    0.000000    0.000000 
           7        NEVE   LinStatic                0.000000    0.000000   -0.000702    0.000000    0.000000 
           7      VENTOX   LinStatic                0.000000    0.000000    0.000173    0.000000    0.000000 
           7      VENTOY   LinStatic                0.000000    0.000000    0.000190    0.000000    0.000000 
           7      SISMAX LinRespSpec         Max    0.000000    0.000000   1.668E-06    0.000000    0.000000 
           7      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000054    0.000000    0.000000 
           7        TERM   LinStatic                0.000000    0.000000   4.009E-06    0.000000    0.000000 
           7       COMB1 Combination         Max    0.000000    0.000000   -0.007734    0.000000    0.000000 
           7       COMB1 Combination         Min    0.000000    0.000000   -0.007734    0.000000    0.000000 
           7       COMB2 Combination         Max    0.000000    0.000000   -0.008436    0.000000    0.000000 
           7       COMB2 Combination         Min    0.000000    0.000000   -0.008436    0.000000    0.000000 
           7       COMB3 Combination         Max    0.000000    0.000000   -0.007561    0.000000    0.000000 
           7       COMB3 Combination         Min    0.000000    0.000000   -0.007561    0.000000    0.000000 
           7       COMB4 Combination         Max    0.000000    0.000000   -0.007544    0.000000    0.000000 
           7       COMB4 Combination         Min    0.000000    0.000000   -0.007544    0.000000    0.000000 
           7       COMB5 Combination         Max    0.000000    0.000000   -0.008263    0.000000    0.000000 
           7       COMB5 Combination         Min    0.000000    0.000000   -0.008263    0.000000    0.000000 
           7       COMB6 Combination         Max    0.000000    0.000000   -0.008246    0.000000    0.000000 
           7       COMB6 Combination         Min    0.000000    0.000000   -0.008246    0.000000    0.000000 
           7       COMB7 Combination         Max    0.000000    0.000000   -0.007742    0.000000    0.000000 
           7       COMB7 Combination         Min    0.000000    0.000000   -0.007742    0.000000    0.000000 
           7       COMB8 Combination         Max    0.000000    0.000000   -0.008444    0.000000    0.000000 
           7       COMB8 Combination         Min    0.000000    0.000000   -0.008444    0.000000    0.000000 
           7       COMB9 Combination         Max    0.000000    0.000000   -0.007569    0.000000    0.000000 
           7       COMB9 Combination         Min    0.000000    0.000000   -0.007569    0.000000    0.000000 
           7      COMB10 Combination         Max    0.000000    0.000000   -0.007552    0.000000    0.000000 
           7      COMB10 Combination         Min    0.000000    0.000000   -0.007552    0.000000    0.000000 
           7      COMB11 Combination         Max    0.000000    0.000000   -0.008271    0.000000    0.000000 
           7      COMB11 Combination         Min    0.000000    0.000000   -0.008271    0.000000    0.000000 
           7      COMB12 Combination         Max    0.000000    0.000000   -0.008254    0.000000    0.000000 
           7      COMB12 Combination         Min    0.000000    0.000000   -0.008254    0.000000    0.000000 
           7      COMB13 Combination         Max    0.000000    0.000000   -0.008438    0.000000    0.000000 
           7      COMB13 Combination         Min    0.000000    0.000000   -0.008441    0.000000    0.000000 
           7      COMB14 Combination         Max    0.000000    0.000000   -0.008386    0.000000    0.000000 
           7      COMB14 Combination         Min    0.000000    0.000000   -0.008494    0.000000    0.000000 
           7         INV Combination         Max    0.000000    0.000000   -0.007544    0.000000    0.000000 
           7         INV Combination         Min    0.000000    0.000000   -0.008494    0.000000    0.000000 
           8          PP   LinStatic                0.000000    0.000000   -0.006061    0.000000    0.000000 
           8        PERM   LinStatic                0.000000    0.000000   -0.001636    0.000000    0.000000 
           8        NEVE   LinStatic                0.000000    0.000000   -0.000691    0.000000    0.000000 
           8      VENTOX   LinStatic                0.000000    0.000000    0.000170    0.000000    0.000000 
           8      VENTOY   LinStatic                0.000000    0.000000    0.000186    0.000000    0.000000 
           8      SISMAX LinRespSpec         Max    0.000000    0.000000   8.636E-07    0.000000    0.000000 
           8      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000049    0.000000    0.000000 
           8        TERM   LinStatic                0.000000    0.000000   3.676E-06    0.000000    0.000000 
           8       COMB1 Combination         Max    0.000000    0.000000   -0.007693    0.000000    0.000000 
           8       COMB1 Combination         Min    0.000000    0.000000   -0.007693    0.000000    0.000000 
           8       COMB2 Combination         Max    0.000000    0.000000   -0.008385    0.000000    0.000000 
           8       COMB2 Combination         Min    0.000000    0.000000   -0.008385    0.000000    0.000000 
           8       COMB3 Combination         Max    0.000000    0.000000   -0.007523    0.000000    0.000000 
           8       COMB3 Combination         Min    0.000000    0.000000   -0.007523    0.000000    0.000000 
           8       COMB4 Combination         Max    0.000000    0.000000   -0.007508    0.000000    0.000000 
           8       COMB4 Combination         Min    0.000000    0.000000   -0.007508    0.000000    0.000000 
           8       COMB5 Combination         Max    0.000000    0.000000   -0.008214    0.000000    0.000000 
           8       COMB5 Combination         Min    0.000000    0.000000   -0.008214    0.000000    0.000000 
           8       COMB6 Combination         Max    0.000000    0.000000   -0.008199    0.000000    0.000000 
           8       COMB6 Combination         Min    0.000000    0.000000   -0.008199    0.000000    0.000000 
           8       COMB7 Combination         Max    0.000000    0.000000   -0.007700    0.000000    0.000000 
           8       COMB7 Combination         Min    0.000000    0.000000   -0.007700    0.000000    0.000000 
           8       COMB8 Combination         Max    0.000000    0.000000   -0.008392    0.000000    0.000000 
           8       COMB8 Combination         Min    0.000000    0.000000   -0.008392    0.000000    0.000000 
           8       COMB9 Combination         Max    0.000000    0.000000   -0.007530    0.000000    0.000000 
           8       COMB9 Combination         Min    0.000000    0.000000   -0.007530    0.000000    0.000000 
           8      COMB10 Combination         Max    0.000000    0.000000   -0.007515    0.000000    0.000000 
           8      COMB10 Combination         Min    0.000000    0.000000   -0.007515    0.000000    0.000000 
           8      COMB11 Combination         Max    0.000000    0.000000   -0.008222    0.000000    0.000000 
           8      COMB11 Combination         Min    0.000000    0.000000   -0.008222    0.000000    0.000000 
           8      COMB12 Combination         Max    0.000000    0.000000   -0.008206    0.000000    0.000000 
           8      COMB12 Combination         Min    0.000000    0.000000   -0.008206    0.000000    0.000000 
           8      COMB13 Combination         Max    0.000000    0.000000   -0.008387    0.000000    0.000000 
           8      COMB13 Combination         Min    0.000000    0.000000   -0.008389    0.000000    0.000000 
           8      COMB14 Combination         Max    0.000000    0.000000   -0.008339    0.000000    0.000000 
           8      COMB14 Combination         Min    0.000000    0.000000   -0.008437    0.000000    0.000000 
           8         INV Combination         Max    0.000000    0.000000   -0.007508    0.000000    0.000000 
           8         INV Combination         Min    0.000000    0.000000   -0.008437    0.000000    0.000000 
           9          PP   LinStatic                0.000000    0.000000   -0.006053    0.000000    0.000000 
           9        PERM   LinStatic                0.000000    0.000000   -0.001623    0.000000    0.000000 
           9        NEVE   LinStatic                0.000000    0.000000   -0.000683    0.000000    0.000000 
           9      VENTOX   LinStatic                0.000000    0.000000    0.000168    0.000000    0.000000 
           9      VENTOY   LinStatic                0.000000    0.000000    0.000182    0.000000    0.000000 
           9      SISMAX LinRespSpec         Max    0.000000    0.000000   3.244E-06    0.000000    0.000000 
           9      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000043    0.000000    0.000000 
           9        TERM   LinStatic                0.000000    0.000000   2.944E-06    0.000000    0.000000 
           9       COMB1 Combination         Max    0.000000    0.000000   -0.007673    0.000000    0.000000 
           9       COMB1 Combination         Min    0.000000    0.000000   -0.007673    0.000000    0.000000 
           9       COMB2 Combination         Max    0.000000    0.000000   -0.008355    0.000000    0.000000 
           9       COMB2 Combination         Min    0.000000    0.000000   -0.008355    0.000000    0.000000 
           9       COMB3 Combination         Max    0.000000    0.000000   -0.007504    0.000000    0.000000 
           9       COMB3 Combination         Min    0.000000    0.000000   -0.007504    0.000000    0.000000 
           9       COMB4 Combination         Max    0.000000    0.000000   -0.007491    0.000000    0.000000 
           9       COMB4 Combination         Min    0.000000    0.000000   -0.007491    0.000000    0.000000 
           9       COMB5 Combination         Max    0.000000    0.000000   -0.008187    0.000000    0.000000 
           9       COMB5 Combination         Min    0.000000    0.000000   -0.008187    0.000000    0.000000 
           9       COMB6 Combination         Max    0.000000    0.000000   -0.008174    0.000000    0.000000 
           9       COMB6 Combination         Min    0.000000    0.000000   -0.008174    0.000000    0.000000 
           9       COMB7 Combination         Max    0.000000    0.000000   -0.007679    0.000000    0.000000 
           9       COMB7 Combination         Min    0.000000    0.000000   -0.007679    0.000000    0.000000 
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           9       COMB8 Combination         Max    0.000000    0.000000   -0.008361    0.000000    0.000000 
           9       COMB8 Combination         Min    0.000000    0.000000   -0.008361    0.000000    0.000000 
           9       COMB9 Combination         Max    0.000000    0.000000   -0.007510    0.000000    0.000000 
           9       COMB9 Combination         Min    0.000000    0.000000   -0.007510    0.000000    0.000000 
           9      COMB10 Combination         Max    0.000000    0.000000   -0.007497    0.000000    0.000000 
           9      COMB10 Combination         Min    0.000000    0.000000   -0.007497    0.000000    0.000000 
           9      COMB11 Combination         Max    0.000000    0.000000   -0.008193    0.000000    0.000000 
           9      COMB11 Combination         Min    0.000000    0.000000   -0.008193    0.000000    0.000000 
           9      COMB12 Combination         Max    0.000000    0.000000   -0.008180    0.000000    0.000000 
           9      COMB12 Combination         Min    0.000000    0.000000   -0.008180    0.000000    0.000000 
           9      COMB13 Combination         Max    0.000000    0.000000   -0.008355    0.000000    0.000000 
           9      COMB13 Combination         Min    0.000000    0.000000   -0.008361    0.000000    0.000000 
           9      COMB14 Combination         Max    0.000000    0.000000   -0.008315    0.000000    0.000000 
           9      COMB14 Combination         Min    0.000000    0.000000   -0.008402    0.000000    0.000000 
           9         INV Combination         Max    0.000000    0.000000   -0.007491    0.000000    0.000000 
           9         INV Combination         Min    0.000000    0.000000   -0.008402    0.000000    0.000000 
          10          PP   LinStatic                0.000000    0.000000   -0.006025    0.000000    0.000000 
          10        PERM   LinStatic                0.000000    0.000000   -0.001602    0.000000    0.000000 
          10        NEVE   LinStatic                0.000000    0.000000   -0.000668    0.000000    0.000000 
          10      VENTOX   LinStatic                0.000000    0.000000    0.000165    0.000000    0.000000 
          10      VENTOY   LinStatic                0.000000    0.000000    0.000176    0.000000    0.000000 
          10      SISMAX LinRespSpec         Max    0.000000    0.000000   5.893E-06    0.000000    0.000000 
          10      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000037    0.000000    0.000000 
          10        TERM   LinStatic                0.000000    0.000000   1.358E-06    0.000000    0.000000 
          10       COMB1 Combination         Max    0.000000    0.000000   -0.007625    0.000000    0.000000 
          10       COMB1 Combination         Min    0.000000    0.000000   -0.007625    0.000000    0.000000 
          10       COMB2 Combination         Max    0.000000    0.000000   -0.008294    0.000000    0.000000 
          10       COMB2 Combination         Min    0.000000    0.000000   -0.008294    0.000000    0.000000 
          10       COMB3 Combination         Max    0.000000    0.000000   -0.007460    0.000000    0.000000 
          10       COMB3 Combination         Min    0.000000    0.000000   -0.007460    0.000000    0.000000 
          10       COMB4 Combination         Max    0.000000    0.000000   -0.007449    0.000000    0.000000 
          10       COMB4 Combination         Min    0.000000    0.000000   -0.007449    0.000000    0.000000 
          10       COMB5 Combination         Max    0.000000    0.000000   -0.008129    0.000000    0.000000 
          10       COMB5 Combination         Min    0.000000    0.000000   -0.008129    0.000000    0.000000 
          10       COMB6 Combination         Max    0.000000    0.000000   -0.008117    0.000000    0.000000 
          10       COMB6 Combination         Min    0.000000    0.000000   -0.008117    0.000000    0.000000 
          10       COMB7 Combination         Max    0.000000    0.000000   -0.007628    0.000000    0.000000 
          10       COMB7 Combination         Min    0.000000    0.000000   -0.007628    0.000000    0.000000 
          10       COMB8 Combination         Max    0.000000    0.000000   -0.008296    0.000000    0.000000 
          10       COMB8 Combination         Min    0.000000    0.000000   -0.008296    0.000000    0.000000 
          10       COMB9 Combination         Max    0.000000    0.000000   -0.007463    0.000000    0.000000 
          10       COMB9 Combination         Min    0.000000    0.000000   -0.007463    0.000000    0.000000 
          10      COMB10 Combination         Max    0.000000    0.000000   -0.007452    0.000000    0.000000 
          10      COMB10 Combination         Min    0.000000    0.000000   -0.007452    0.000000    0.000000 
          10      COMB11 Combination         Max    0.000000    0.000000   -0.008131    0.000000    0.000000 
          10      COMB11 Combination         Min    0.000000    0.000000   -0.008131    0.000000    0.000000 
          10      COMB12 Combination         Max    0.000000    0.000000   -0.008120    0.000000    0.000000 
          10      COMB12 Combination         Min    0.000000    0.000000   -0.008120    0.000000    0.000000 
          10      COMB13 Combination         Max    0.000000    0.000000   -0.008289    0.000000    0.000000 
          10      COMB13 Combination         Min    0.000000    0.000000   -0.008301    0.000000    0.000000 
          10      COMB14 Combination         Max    0.000000    0.000000   -0.008258    0.000000    0.000000 
          10      COMB14 Combination         Min    0.000000    0.000000   -0.008332    0.000000    0.000000 
          10         INV Combination         Max    0.000000    0.000000   -0.007449    0.000000    0.000000 
          10         INV Combination         Min    0.000000    0.000000   -0.008332    0.000000    0.000000 
          11          PP   LinStatic                0.000000    0.000000   -0.006012    0.000000    0.000000 
          11        PERM   LinStatic                0.000000    0.000000   -0.001584    0.000000    0.000000 
          11        NEVE   LinStatic                0.000000    0.000000   -0.000656    0.000000    0.000000 
          11      VENTOX   LinStatic                0.000000    0.000000    0.000162    0.000000    0.000000 
          11      VENTOY   LinStatic                0.000000    0.000000    0.000171    0.000000    0.000000 
          11      SISMAX LinRespSpec         Max    0.000000    0.000000   9.356E-06    0.000000    0.000000 
          11      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000030    0.000000    0.000000 
          11        TERM   LinStatic                0.000000    0.000000  -1.459E-06    0.000000    0.000000 
          11       COMB1 Combination         Max    0.000000    0.000000   -0.007598    0.000000    0.000000 
          11       COMB1 Combination         Min    0.000000    0.000000   -0.007598    0.000000    0.000000 
          11       COMB2 Combination         Max    0.000000    0.000000   -0.008254    0.000000    0.000000 
          11       COMB2 Combination         Min    0.000000    0.000000   -0.008254    0.000000    0.000000 
          11       COMB3 Combination         Max    0.000000    0.000000   -0.007435    0.000000    0.000000 
          11       COMB3 Combination         Min    0.000000    0.000000   -0.007435    0.000000    0.000000 
          11       COMB4 Combination         Max    0.000000    0.000000   -0.007426    0.000000    0.000000 
          11       COMB4 Combination         Min    0.000000    0.000000   -0.007426    0.000000    0.000000 
          11       COMB5 Combination         Max    0.000000    0.000000   -0.008092    0.000000    0.000000 
          11       COMB5 Combination         Min    0.000000    0.000000   -0.008092    0.000000    0.000000 
          11       COMB6 Combination         Max    0.000000    0.000000   -0.008082    0.000000    0.000000 
          11       COMB6 Combination         Min    0.000000    0.000000   -0.008082    0.000000    0.000000 
          11       COMB7 Combination         Max    0.000000    0.000000   -0.007595    0.000000    0.000000 
          11       COMB7 Combination         Min    0.000000    0.000000   -0.007595    0.000000    0.000000 
          11       COMB8 Combination         Max    0.000000    0.000000   -0.008251    0.000000    0.000000 
          11       COMB8 Combination         Min    0.000000    0.000000   -0.008251    0.000000    0.000000 
          11       COMB9 Combination         Max    0.000000    0.000000   -0.007433    0.000000    0.000000 
          11       COMB9 Combination         Min    0.000000    0.000000   -0.007433    0.000000    0.000000 
          11      COMB10 Combination         Max    0.000000    0.000000   -0.007423    0.000000    0.000000 
          11      COMB10 Combination         Min    0.000000    0.000000   -0.007423    0.000000    0.000000 
          11      COMB11 Combination         Max    0.000000    0.000000   -0.008089    0.000000    0.000000 
          11      COMB11 Combination         Min    0.000000    0.000000   -0.008089    0.000000    0.000000 
          11      COMB12 Combination         Max    0.000000    0.000000   -0.008079    0.000000    0.000000 
          11      COMB12 Combination         Min    0.000000    0.000000   -0.008079    0.000000    0.000000 
          11      COMB13 Combination         Max    0.000000    0.000000   -0.008243    0.000000    0.000000 
          11      COMB13 Combination         Min    0.000000    0.000000   -0.008262    0.000000    0.000000 
          11      COMB14 Combination         Max    0.000000    0.000000   -0.008222    0.000000    0.000000 
          11      COMB14 Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
          11         INV Combination         Max    0.000000    0.000000   -0.007423    0.000000    0.000000 
          11         INV Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
          12          PP   LinStatic                0.000000    0.000000   -0.005982    0.000000    0.000000 
          12        PERM   LinStatic                0.000000    0.000000   -0.001564    0.000000    0.000000 
          12        NEVE   LinStatic                0.000000    0.000000   -0.000642    0.000000    0.000000 
          12      VENTOX   LinStatic                0.000000    0.000000    0.000158    0.000000    0.000000 
          12      VENTOY   LinStatic                0.000000    0.000000    0.000166    0.000000    0.000000 
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          12      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000015    0.000000    0.000000 
          12      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000023    0.000000    0.000000 
          12        TERM   LinStatic                0.000000    0.000000  -6.264E-06    0.000000    0.000000 
          12       COMB1 Combination         Max    0.000000    0.000000   -0.007552    0.000000    0.000000 
          12       COMB1 Combination         Min    0.000000    0.000000   -0.007552    0.000000    0.000000 
          12       COMB2 Combination         Max    0.000000    0.000000   -0.008194    0.000000    0.000000 
          12       COMB2 Combination         Min    0.000000    0.000000   -0.008194    0.000000    0.000000 
          12       COMB3 Combination         Max    0.000000    0.000000   -0.007393    0.000000    0.000000 
          12       COMB3 Combination         Min    0.000000    0.000000   -0.007393    0.000000    0.000000 
          12       COMB4 Combination         Max    0.000000    0.000000   -0.007386    0.000000    0.000000 
          12       COMB4 Combination         Min    0.000000    0.000000   -0.007386    0.000000    0.000000 
          12       COMB5 Combination         Max    0.000000    0.000000   -0.008036    0.000000    0.000000 
          12       COMB5 Combination         Min    0.000000    0.000000   -0.008036    0.000000    0.000000 
          12       COMB6 Combination         Max    0.000000    0.000000   -0.008028    0.000000    0.000000 
          12       COMB6 Combination         Min    0.000000    0.000000   -0.008028    0.000000    0.000000 
          12       COMB7 Combination         Max    0.000000    0.000000   -0.007539    0.000000    0.000000 
          12       COMB7 Combination         Min    0.000000    0.000000   -0.007539    0.000000    0.000000 
          12       COMB8 Combination         Max    0.000000    0.000000   -0.008181    0.000000    0.000000 
          12       COMB8 Combination         Min    0.000000    0.000000   -0.008181    0.000000    0.000000 
          12       COMB9 Combination         Max    0.000000    0.000000   -0.007381    0.000000    0.000000 
          12       COMB9 Combination         Min    0.000000    0.000000   -0.007381    0.000000    0.000000 
          12      COMB10 Combination         Max    0.000000    0.000000   -0.007374    0.000000    0.000000 
          12      COMB10 Combination         Min    0.000000    0.000000   -0.007374    0.000000    0.000000 
          12      COMB11 Combination         Max    0.000000    0.000000   -0.008023    0.000000    0.000000 
          12      COMB11 Combination         Min    0.000000    0.000000   -0.008023    0.000000    0.000000 
          12      COMB12 Combination         Max    0.000000    0.000000   -0.008016    0.000000    0.000000 
          12      COMB12 Combination         Min    0.000000    0.000000   -0.008016    0.000000    0.000000 
          12      COMB13 Combination         Max    0.000000    0.000000   -0.008173    0.000000    0.000000 
          12      COMB13 Combination         Min    0.000000    0.000000   -0.008202    0.000000    0.000000 
          12      COMB14 Combination         Max    0.000000    0.000000   -0.008165    0.000000    0.000000 
          12      COMB14 Combination         Min    0.000000    0.000000   -0.008210    0.000000    0.000000 
          12         INV Combination         Max    0.000000    0.000000   -0.007374    0.000000    0.000000 
          12         INV Combination         Min    0.000000    0.000000   -0.008210    0.000000    0.000000 
          13          PP   LinStatic                0.000000    0.000000   -0.005965    0.000000    0.000000 
          13        PERM   LinStatic                0.000000    0.000000   -0.001554    0.000000    0.000000 
          13        NEVE   LinStatic                0.000000    0.000000   -0.000636    0.000000    0.000000 
          13      VENTOX   LinStatic                0.000000    0.000000    0.000157    0.000000    0.000000 
          13      VENTOY   LinStatic                0.000000    0.000000    0.000160    0.000000    0.000000 
          13      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000015    0.000000    0.000000 
          13      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000011    0.000000    0.000000 
          13        TERM   LinStatic                0.000000    0.000000  -5.085E-06    0.000000    0.000000 
          13       COMB1 Combination         Max    0.000000    0.000000   -0.007524    0.000000    0.000000 
          13       COMB1 Combination         Min    0.000000    0.000000   -0.007524    0.000000    0.000000 
          13       COMB2 Combination         Max    0.000000    0.000000   -0.008160    0.000000    0.000000 
          13       COMB2 Combination         Min    0.000000    0.000000   -0.008160    0.000000    0.000000 
          13       COMB3 Combination         Max    0.000000    0.000000   -0.007367    0.000000    0.000000 
          13       COMB3 Combination         Min    0.000000    0.000000   -0.007367    0.000000    0.000000 
          13       COMB4 Combination         Max    0.000000    0.000000   -0.007364    0.000000    0.000000 
          13       COMB4 Combination         Min    0.000000    0.000000   -0.007364    0.000000    0.000000 
          13       COMB5 Combination         Max    0.000000    0.000000   -0.008003    0.000000    0.000000 
          13       COMB5 Combination         Min    0.000000    0.000000   -0.008003    0.000000    0.000000 
          13       COMB6 Combination         Max    0.000000    0.000000   -0.007999    0.000000    0.000000 
          13       COMB6 Combination         Min    0.000000    0.000000   -0.007999    0.000000    0.000000 
          13       COMB7 Combination         Max    0.000000    0.000000   -0.007514    0.000000    0.000000 
          13       COMB7 Combination         Min    0.000000    0.000000   -0.007514    0.000000    0.000000 
          13       COMB8 Combination         Max    0.000000    0.000000   -0.008149    0.000000    0.000000 
          13       COMB8 Combination         Min    0.000000    0.000000   -0.008149    0.000000    0.000000 
          13       COMB9 Combination         Max    0.000000    0.000000   -0.007357    0.000000    0.000000 
          13       COMB9 Combination         Min    0.000000    0.000000   -0.007357    0.000000    0.000000 
          13      COMB10 Combination         Max    0.000000    0.000000   -0.007354    0.000000    0.000000 
          13      COMB10 Combination         Min    0.000000    0.000000   -0.007354    0.000000    0.000000 
          13      COMB11 Combination         Max    0.000000    0.000000   -0.007993    0.000000    0.000000 
          13      COMB11 Combination         Min    0.000000    0.000000   -0.007993    0.000000    0.000000 
          13      COMB12 Combination         Max    0.000000    0.000000   -0.007989    0.000000    0.000000 
          13      COMB12 Combination         Min    0.000000    0.000000   -0.007989    0.000000    0.000000 
          13      COMB13 Combination         Max    0.000000    0.000000   -0.008140    0.000000    0.000000 
          13      COMB13 Combination         Min    0.000000    0.000000   -0.008169    0.000000    0.000000 
          13      COMB14 Combination         Max    0.000000    0.000000   -0.008144    0.000000    0.000000 
          13      COMB14 Combination         Min    0.000000    0.000000   -0.008165    0.000000    0.000000 
          13         INV Combination         Max    0.000000    0.000000   -0.007354    0.000000    0.000000 
          13         INV Combination         Min    0.000000    0.000000   -0.008169    0.000000    0.000000 
          14          PP   LinStatic                0.000000    0.000000   -0.005961    0.000000    0.000000 
          14        PERM   LinStatic                0.000000    0.000000   -0.001551    0.000000    0.000000 
          14        NEVE   LinStatic                0.000000    0.000000   -0.000633    0.000000    0.000000 
          14      VENTOX   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          14      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          14      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000015    0.000000    0.000000 
          14      SISMAY LinRespSpec         Max    0.000000    0.000000   2.538E-12    0.000000    0.000000 
          14        TERM   LinStatic                0.000000    0.000000  -4.411E-06    0.000000    0.000000 
          14       COMB1 Combination         Max    0.000000    0.000000   -0.007516    0.000000    0.000000 
          14       COMB1 Combination         Min    0.000000    0.000000   -0.007516    0.000000    0.000000 
          14       COMB2 Combination         Max    0.000000    0.000000   -0.008149    0.000000    0.000000 
          14       COMB2 Combination         Min    0.000000    0.000000   -0.008149    0.000000    0.000000 
          14       COMB3 Combination         Max    0.000000    0.000000   -0.007360    0.000000    0.000000 
          14       COMB3 Combination         Min    0.000000    0.000000   -0.007360    0.000000    0.000000 
          14       COMB4 Combination         Max    0.000000    0.000000   -0.007360    0.000000    0.000000 
          14       COMB4 Combination         Min    0.000000    0.000000   -0.007360    0.000000    0.000000 
          14       COMB5 Combination         Max    0.000000    0.000000   -0.007993    0.000000    0.000000 
          14       COMB5 Combination         Min    0.000000    0.000000   -0.007993    0.000000    0.000000 
          14       COMB6 Combination         Max    0.000000    0.000000   -0.007993    0.000000    0.000000 
          14       COMB6 Combination         Min    0.000000    0.000000   -0.007993    0.000000    0.000000 
          14       COMB7 Combination         Max    0.000000    0.000000   -0.007507    0.000000    0.000000 
          14       COMB7 Combination         Min    0.000000    0.000000   -0.007507    0.000000    0.000000 
          14       COMB8 Combination         Max    0.000000    0.000000   -0.008140    0.000000    0.000000 
          14       COMB8 Combination         Min    0.000000    0.000000   -0.008140    0.000000    0.000000 
          14       COMB9 Combination         Max    0.000000    0.000000   -0.007351    0.000000    0.000000 
          14       COMB9 Combination         Min    0.000000    0.000000   -0.007351    0.000000    0.000000 
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          14      COMB10 Combination         Max    0.000000    0.000000   -0.007351    0.000000    0.000000 
          14      COMB10 Combination         Min    0.000000    0.000000   -0.007351    0.000000    0.000000 
          14      COMB11 Combination         Max    0.000000    0.000000   -0.007984    0.000000    0.000000 
          14      COMB11 Combination         Min    0.000000    0.000000   -0.007984    0.000000    0.000000 
          14      COMB12 Combination         Max    0.000000    0.000000   -0.007984    0.000000    0.000000 
          14      COMB12 Combination         Min    0.000000    0.000000   -0.007984    0.000000    0.000000 
          14      COMB13 Combination         Max    0.000000    0.000000   -0.008130    0.000000    0.000000 
          14      COMB13 Combination         Min    0.000000    0.000000   -0.008160    0.000000    0.000000 
          14      COMB14 Combination         Max    0.000000    0.000000   -0.008145    0.000000    0.000000 
          14      COMB14 Combination         Min    0.000000    0.000000   -0.008145    0.000000    0.000000 
          14         INV Combination         Max    0.000000    0.000000   -0.007351    0.000000    0.000000 
          14         INV Combination         Min    0.000000    0.000000   -0.008160    0.000000    0.000000 
          15          PP   LinStatic                0.000000    0.000000   -0.005965    0.000000    0.000000 
          15        PERM   LinStatic                0.000000    0.000000   -0.001554    0.000000    0.000000 
          15        NEVE   LinStatic                0.000000    0.000000   -0.000636    0.000000    0.000000 
          15      VENTOX   LinStatic                0.000000    0.000000    0.000157    0.000000    0.000000 
          15      VENTOY   LinStatic                0.000000    0.000000    0.000153    0.000000    0.000000 
          15      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000015    0.000000    0.000000 
          15      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000011    0.000000    0.000000 
          15        TERM   LinStatic                0.000000    0.000000  -5.085E-06    0.000000    0.000000 
          15       COMB1 Combination         Max    0.000000    0.000000   -0.007524    0.000000    0.000000 
          15       COMB1 Combination         Min    0.000000    0.000000   -0.007524    0.000000    0.000000 
          15       COMB2 Combination         Max    0.000000    0.000000   -0.008160    0.000000    0.000000 
          15       COMB2 Combination         Min    0.000000    0.000000   -0.008160    0.000000    0.000000 
          15       COMB3 Combination         Max    0.000000    0.000000   -0.007367    0.000000    0.000000 
          15       COMB3 Combination         Min    0.000000    0.000000   -0.007367    0.000000    0.000000 
          15       COMB4 Combination         Max    0.000000    0.000000   -0.007371    0.000000    0.000000 
          15       COMB4 Combination         Min    0.000000    0.000000   -0.007371    0.000000    0.000000 
          15       COMB5 Combination         Max    0.000000    0.000000   -0.008003    0.000000    0.000000 
          15       COMB5 Combination         Min    0.000000    0.000000   -0.008003    0.000000    0.000000 
          15       COMB6 Combination         Max    0.000000    0.000000   -0.008007    0.000000    0.000000 
          15       COMB6 Combination         Min    0.000000    0.000000   -0.008007    0.000000    0.000000 
          15       COMB7 Combination         Max    0.000000    0.000000   -0.007514    0.000000    0.000000 
          15       COMB7 Combination         Min    0.000000    0.000000   -0.007514    0.000000    0.000000 
          15       COMB8 Combination         Max    0.000000    0.000000   -0.008149    0.000000    0.000000 
          15       COMB8 Combination         Min    0.000000    0.000000   -0.008149    0.000000    0.000000 
          15       COMB9 Combination         Max    0.000000    0.000000   -0.007357    0.000000    0.000000 
          15       COMB9 Combination         Min    0.000000    0.000000   -0.007357    0.000000    0.000000 
          15      COMB10 Combination         Max    0.000000    0.000000   -0.007361    0.000000    0.000000 
          15      COMB10 Combination         Min    0.000000    0.000000   -0.007361    0.000000    0.000000 
          15      COMB11 Combination         Max    0.000000    0.000000   -0.007993    0.000000    0.000000 
          15      COMB11 Combination         Min    0.000000    0.000000   -0.007993    0.000000    0.000000 
          15      COMB12 Combination         Max    0.000000    0.000000   -0.007997    0.000000    0.000000 
          15      COMB12 Combination         Min    0.000000    0.000000   -0.007997    0.000000    0.000000 
          15      COMB13 Combination         Max    0.000000    0.000000   -0.008140    0.000000    0.000000 
          15      COMB13 Combination         Min    0.000000    0.000000   -0.008169    0.000000    0.000000 
          15      COMB14 Combination         Max    0.000000    0.000000   -0.008144    0.000000    0.000000 
          15      COMB14 Combination         Min    0.000000    0.000000   -0.008165    0.000000    0.000000 
          15         INV Combination         Max    0.000000    0.000000   -0.007357    0.000000    0.000000 
          15         INV Combination         Min    0.000000    0.000000   -0.008169    0.000000    0.000000 
          16          PP   LinStatic                0.000000    0.000000   -0.006180    0.000000    0.000000 
          16        PERM   LinStatic                0.000000    0.000000   -0.001687    0.000000    0.000000 
          16        NEVE   LinStatic                0.000000    0.000000   -0.000727    0.000000    0.000000 
          16      VENTOX   LinStatic                0.000000    0.000000    0.000178    0.000000    0.000000 
          16      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          16      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000020    0.000000    0.000000 
          16      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000071    0.000000    0.000000 
          16        TERM   LinStatic                0.000000    0.000000  -6.961E-06    0.000000    0.000000 
          16       COMB1 Combination         Max    0.000000    0.000000   -0.007874    0.000000    0.000000 
          16       COMB1 Combination         Min    0.000000    0.000000   -0.007874    0.000000    0.000000 
          16       COMB2 Combination         Max    0.000000    0.000000   -0.008601    0.000000    0.000000 
          16       COMB2 Combination         Min    0.000000    0.000000   -0.008601    0.000000    0.000000 
          16       COMB3 Combination         Max    0.000000    0.000000   -0.007696    0.000000    0.000000 
          16       COMB3 Combination         Min    0.000000    0.000000   -0.007696    0.000000    0.000000 
          16       COMB4 Combination         Max    0.000000    0.000000   -0.007718    0.000000    0.000000 
          16       COMB4 Combination         Min    0.000000    0.000000   -0.007718    0.000000    0.000000 
          16       COMB5 Combination         Max    0.000000    0.000000   -0.008423    0.000000    0.000000 
          16       COMB5 Combination         Min    0.000000    0.000000   -0.008423    0.000000    0.000000 
          16       COMB6 Combination         Max    0.000000    0.000000   -0.008445    0.000000    0.000000 
          16       COMB6 Combination         Min    0.000000    0.000000   -0.008445    0.000000    0.000000 
          16       COMB7 Combination         Max    0.000000    0.000000   -0.007860    0.000000    0.000000 
          16       COMB7 Combination         Min    0.000000    0.000000   -0.007860    0.000000    0.000000 
          16       COMB8 Combination         Max    0.000000    0.000000   -0.008587    0.000000    0.000000 
          16       COMB8 Combination         Min    0.000000    0.000000   -0.008587    0.000000    0.000000 
          16       COMB9 Combination         Max    0.000000    0.000000   -0.007682    0.000000    0.000000 
          16       COMB9 Combination         Min    0.000000    0.000000   -0.007682    0.000000    0.000000 
          16      COMB10 Combination         Max    0.000000    0.000000   -0.007704    0.000000    0.000000 
          16      COMB10 Combination         Min    0.000000    0.000000   -0.007704    0.000000    0.000000 
          16      COMB11 Combination         Max    0.000000    0.000000   -0.008409    0.000000    0.000000 
          16      COMB11 Combination         Min    0.000000    0.000000   -0.008409    0.000000    0.000000 
          16      COMB12 Combination         Max    0.000000    0.000000   -0.008431    0.000000    0.000000 
          16      COMB12 Combination         Min    0.000000    0.000000   -0.008431    0.000000    0.000000 
          16      COMB13 Combination         Max    0.000000    0.000000   -0.008574    0.000000    0.000000 
          16      COMB13 Combination         Min    0.000000    0.000000   -0.008614    0.000000    0.000000 
          16      COMB14 Combination         Max    0.000000    0.000000   -0.008523    0.000000    0.000000 
          16      COMB14 Combination         Min    0.000000    0.000000   -0.008665    0.000000    0.000000 
          16         INV Combination         Max    0.000000    0.000000   -0.007682    0.000000    0.000000 
          16         INV Combination         Min    0.000000    0.000000   -0.008665    0.000000    0.000000 
          17          PP   LinStatic                0.000000    0.000000   -0.006155    0.000000    0.000000 
          17        PERM   LinStatic                0.000000    0.000000   -0.001681    0.000000    0.000000 
          17        NEVE   LinStatic                0.000000    0.000000   -0.000722    0.000000    0.000000 
          17      VENTOX   LinStatic                0.000000    0.000000    0.000177    0.000000    0.000000 
          17      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          17      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000016    0.000000    0.000000 
          17      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000070    0.000000    0.000000 
          17        TERM   LinStatic                0.000000    0.000000  -2.806E-06    0.000000    0.000000 
          17       COMB1 Combination         Max    0.000000    0.000000   -0.007839    0.000000    0.000000 
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          17       COMB1 Combination         Min    0.000000    0.000000   -0.007839    0.000000    0.000000 
          17       COMB2 Combination         Max    0.000000    0.000000   -0.008561    0.000000    0.000000 
          17       COMB2 Combination         Min    0.000000    0.000000   -0.008561    0.000000    0.000000 
          17       COMB3 Combination         Max    0.000000    0.000000   -0.007662    0.000000    0.000000 
          17       COMB3 Combination         Min    0.000000    0.000000   -0.007662    0.000000    0.000000 
          17       COMB4 Combination         Max    0.000000    0.000000   -0.007683    0.000000    0.000000 
          17       COMB4 Combination         Min    0.000000    0.000000   -0.007683    0.000000    0.000000 
          17       COMB5 Combination         Max    0.000000    0.000000   -0.008384    0.000000    0.000000 
          17       COMB5 Combination         Min    0.000000    0.000000   -0.008384    0.000000    0.000000 
          17       COMB6 Combination         Max    0.000000    0.000000   -0.008406    0.000000    0.000000 
          17       COMB6 Combination         Min    0.000000    0.000000   -0.008406    0.000000    0.000000 
          17       COMB7 Combination         Max    0.000000    0.000000   -0.007833    0.000000    0.000000 
          17       COMB7 Combination         Min    0.000000    0.000000   -0.007833    0.000000    0.000000 
          17       COMB8 Combination         Max    0.000000    0.000000   -0.008556    0.000000    0.000000 
          17       COMB8 Combination         Min    0.000000    0.000000   -0.008556    0.000000    0.000000 
          17       COMB9 Combination         Max    0.000000    0.000000   -0.007656    0.000000    0.000000 
          17       COMB9 Combination         Min    0.000000    0.000000   -0.007656    0.000000    0.000000 
          17      COMB10 Combination         Max    0.000000    0.000000   -0.007677    0.000000    0.000000 
          17      COMB10 Combination         Min    0.000000    0.000000   -0.007677    0.000000    0.000000 
          17      COMB11 Combination         Max    0.000000    0.000000   -0.008379    0.000000    0.000000 
          17      COMB11 Combination         Min    0.000000    0.000000   -0.008379    0.000000    0.000000 
          17      COMB12 Combination         Max    0.000000    0.000000   -0.008400    0.000000    0.000000 
          17      COMB12 Combination         Min    0.000000    0.000000   -0.008400    0.000000    0.000000 
          17      COMB13 Combination         Max    0.000000    0.000000   -0.008543    0.000000    0.000000 
          17      COMB13 Combination         Min    0.000000    0.000000   -0.008574    0.000000    0.000000 
          17      COMB14 Combination         Max    0.000000    0.000000   -0.008489    0.000000    0.000000 
          17      COMB14 Combination         Min    0.000000    0.000000   -0.008628    0.000000    0.000000 
          17         INV Combination         Max    0.000000    0.000000   -0.007656    0.000000    0.000000 
          17         INV Combination         Min    0.000000    0.000000   -0.008628    0.000000    0.000000 
          18          PP   LinStatic                0.000000    0.000000   -0.006150    0.000000    0.000000 
          18        PERM   LinStatic                0.000000    0.000000   -0.001680    0.000000    0.000000 
          18        NEVE   LinStatic                0.000000    0.000000   -0.000722    0.000000    0.000000 
          18      VENTOX   LinStatic                0.000000    0.000000    0.000177    0.000000    0.000000 
          18      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          18      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000012    0.000000    0.000000 
          18      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000068    0.000000    0.000000 
          18        TERM   LinStatic                0.000000    0.000000   2.874E-07    0.000000    0.000000 
          18       COMB1 Combination         Max    0.000000    0.000000   -0.007830    0.000000    0.000000 
          18       COMB1 Combination         Min    0.000000    0.000000   -0.007830    0.000000    0.000000 
          18       COMB2 Combination         Max    0.000000    0.000000   -0.008552    0.000000    0.000000 
          18       COMB2 Combination         Min    0.000000    0.000000   -0.008552    0.000000    0.000000 
          18       COMB3 Combination         Max    0.000000    0.000000   -0.007653    0.000000    0.000000 
          18       COMB3 Combination         Min    0.000000    0.000000   -0.007653    0.000000    0.000000 
          18       COMB4 Combination         Max    0.000000    0.000000   -0.007674    0.000000    0.000000 
          18       COMB4 Combination         Min    0.000000    0.000000   -0.007674    0.000000    0.000000 
          18       COMB5 Combination         Max    0.000000    0.000000   -0.008375    0.000000    0.000000 
          18       COMB5 Combination         Min    0.000000    0.000000   -0.008375    0.000000    0.000000 
          18       COMB6 Combination         Max    0.000000    0.000000   -0.008396    0.000000    0.000000 
          18       COMB6 Combination         Min    0.000000    0.000000   -0.008396    0.000000    0.000000 
          18       COMB7 Combination         Max    0.000000    0.000000   -0.007831    0.000000    0.000000 
          18       COMB7 Combination         Min    0.000000    0.000000   -0.007831    0.000000    0.000000 
          18       COMB8 Combination         Max    0.000000    0.000000   -0.008553    0.000000    0.000000 
          18       COMB8 Combination         Min    0.000000    0.000000   -0.008553    0.000000    0.000000 
          18       COMB9 Combination         Max    0.000000    0.000000   -0.007654    0.000000    0.000000 
          18       COMB9 Combination         Min    0.000000    0.000000   -0.007654    0.000000    0.000000 
          18      COMB10 Combination         Max    0.000000    0.000000   -0.007675    0.000000    0.000000 
          18      COMB10 Combination         Min    0.000000    0.000000   -0.007675    0.000000    0.000000 
          18      COMB11 Combination         Max    0.000000    0.000000   -0.008376    0.000000    0.000000 
          18      COMB11 Combination         Min    0.000000    0.000000   -0.008376    0.000000    0.000000 
          18      COMB12 Combination         Max    0.000000    0.000000   -0.008397    0.000000    0.000000 
          18      COMB12 Combination         Min    0.000000    0.000000   -0.008397    0.000000    0.000000 
          18      COMB13 Combination         Max    0.000000    0.000000   -0.008541    0.000000    0.000000 
          18      COMB13 Combination         Min    0.000000    0.000000   -0.008565    0.000000    0.000000 
          18      COMB14 Combination         Max    0.000000    0.000000   -0.008485    0.000000    0.000000 
          18      COMB14 Combination         Min    0.000000    0.000000   -0.008621    0.000000    0.000000 
          18         INV Combination         Max    0.000000    0.000000   -0.007653    0.000000    0.000000 
          18         INV Combination         Min    0.000000    0.000000   -0.008621    0.000000    0.000000 
          19          PP   LinStatic                0.000000    0.000000   -0.006126    0.000000    0.000000 
          19        PERM   LinStatic                0.000000    0.000000   -0.001674    0.000000    0.000000 
          19        NEVE   LinStatic                0.000000    0.000000   -0.000718    0.000000    0.000000 
          19      VENTOX   LinStatic                0.000000    0.000000    0.000176    0.000000    0.000000 
          19      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          19      SISMAX LinRespSpec         Max    0.000000    0.000000   9.289E-06    0.000000    0.000000 
          19      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000066    0.000000    0.000000 
          19        TERM   LinStatic                0.000000    0.000000   2.017E-06    0.000000    0.000000 
          19       COMB1 Combination         Max    0.000000    0.000000   -0.007797    0.000000    0.000000 
          19       COMB1 Combination         Min    0.000000    0.000000   -0.007797    0.000000    0.000000 
          19       COMB2 Combination         Max    0.000000    0.000000   -0.008515    0.000000    0.000000 
          19       COMB2 Combination         Min    0.000000    0.000000   -0.008515    0.000000    0.000000 
          19       COMB3 Combination         Max    0.000000    0.000000   -0.007621    0.000000    0.000000 
          19       COMB3 Combination         Min    0.000000    0.000000   -0.007621    0.000000    0.000000 
          19       COMB4 Combination         Max    0.000000    0.000000   -0.007641    0.000000    0.000000 
          19       COMB4 Combination         Min    0.000000    0.000000   -0.007641    0.000000    0.000000 
          19       COMB5 Combination         Max    0.000000    0.000000   -0.008339    0.000000    0.000000 
          19       COMB5 Combination         Min    0.000000    0.000000   -0.008339    0.000000    0.000000 
          19       COMB6 Combination         Max    0.000000    0.000000   -0.008359    0.000000    0.000000 
          19       COMB6 Combination         Min    0.000000    0.000000   -0.008359    0.000000    0.000000 
          19       COMB7 Combination         Max    0.000000    0.000000   -0.007801    0.000000    0.000000 
          19       COMB7 Combination         Min    0.000000    0.000000   -0.007801    0.000000    0.000000 
          19       COMB8 Combination         Max    0.000000    0.000000   -0.008519    0.000000    0.000000 
          19       COMB8 Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 
          19       COMB9 Combination         Max    0.000000    0.000000   -0.007625    0.000000    0.000000 
          19       COMB9 Combination         Min    0.000000    0.000000   -0.007625    0.000000    0.000000 
          19      COMB10 Combination         Max    0.000000    0.000000   -0.007645    0.000000    0.000000 
          19      COMB10 Combination         Min    0.000000    0.000000   -0.007645    0.000000    0.000000 
          19      COMB11 Combination         Max    0.000000    0.000000   -0.008343    0.000000    0.000000 
          19      COMB11 Combination         Min    0.000000    0.000000   -0.008343    0.000000    0.000000 
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          19      COMB12 Combination         Max    0.000000    0.000000   -0.008363    0.000000    0.000000 
          19      COMB12 Combination         Min    0.000000    0.000000   -0.008363    0.000000    0.000000 
          19      COMB13 Combination         Max    0.000000    0.000000   -0.008508    0.000000    0.000000 
          19      COMB13 Combination         Min    0.000000    0.000000   -0.008526    0.000000    0.000000 
          19      COMB14 Combination         Max    0.000000    0.000000   -0.008451    0.000000    0.000000 
          19      COMB14 Combination         Min    0.000000    0.000000   -0.008582    0.000000    0.000000 
          19         INV Combination         Max    0.000000    0.000000   -0.007621    0.000000    0.000000 
          19         INV Combination         Min    0.000000    0.000000   -0.008582    0.000000    0.000000 
          20          PP   LinStatic                0.000000    0.000000   -0.006119    0.000000    0.000000 
          20        PERM   LinStatic                0.000000    0.000000   -0.001670    0.000000    0.000000 
          20        NEVE   LinStatic                0.000000    0.000000   -0.000715    0.000000    0.000000 
          20      VENTOX   LinStatic                0.000000    0.000000    0.000176    0.000000    0.000000 
          20      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          20      SISMAX LinRespSpec         Max    0.000000    0.000000   6.702E-06    0.000000    0.000000 
          20      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000063    0.000000    0.000000 
          20        TERM   LinStatic                0.000000    0.000000   3.198E-06    0.000000    0.000000 
          20       COMB1 Combination         Max    0.000000    0.000000   -0.007786    0.000000    0.000000 
          20       COMB1 Combination         Min    0.000000    0.000000   -0.007786    0.000000    0.000000 
          20       COMB2 Combination         Max    0.000000    0.000000   -0.008501    0.000000    0.000000 
          20       COMB2 Combination         Min    0.000000    0.000000   -0.008501    0.000000    0.000000 
          20       COMB3 Combination         Max    0.000000    0.000000   -0.007610    0.000000    0.000000 
          20       COMB3 Combination         Min    0.000000    0.000000   -0.007610    0.000000    0.000000 
          20       COMB4 Combination         Max    0.000000    0.000000   -0.007629    0.000000    0.000000 
          20       COMB4 Combination         Min    0.000000    0.000000   -0.007629    0.000000    0.000000 
          20       COMB5 Combination         Max    0.000000    0.000000   -0.008325    0.000000    0.000000 
          20       COMB5 Combination         Min    0.000000    0.000000   -0.008325    0.000000    0.000000 
          20       COMB6 Combination         Max    0.000000    0.000000   -0.008344    0.000000    0.000000 
          20       COMB6 Combination         Min    0.000000    0.000000   -0.008344    0.000000    0.000000 
          20       COMB7 Combination         Max    0.000000    0.000000   -0.007792    0.000000    0.000000 
          20       COMB7 Combination         Min    0.000000    0.000000   -0.007792    0.000000    0.000000 
          20       COMB8 Combination         Max    0.000000    0.000000   -0.008507    0.000000    0.000000 
          20       COMB8 Combination         Min    0.000000    0.000000   -0.008507    0.000000    0.000000 
          20       COMB9 Combination         Max    0.000000    0.000000   -0.007616    0.000000    0.000000 
          20       COMB9 Combination         Min    0.000000    0.000000   -0.007616    0.000000    0.000000 
          20      COMB10 Combination         Max    0.000000    0.000000   -0.007636    0.000000    0.000000 
          20      COMB10 Combination         Min    0.000000    0.000000   -0.007636    0.000000    0.000000 
          20      COMB11 Combination         Max    0.000000    0.000000   -0.008331    0.000000    0.000000 
          20      COMB11 Combination         Min    0.000000    0.000000   -0.008331    0.000000    0.000000 
          20      COMB12 Combination         Max    0.000000    0.000000   -0.008351    0.000000    0.000000 
          20      COMB12 Combination         Min    0.000000    0.000000   -0.008351    0.000000    0.000000 
          20      COMB13 Combination         Max    0.000000    0.000000   -0.008497    0.000000    0.000000 
          20      COMB13 Combination         Min    0.000000    0.000000   -0.008511    0.000000    0.000000 
          20      COMB14 Combination         Max    0.000000    0.000000   -0.008441    0.000000    0.000000 
          20      COMB14 Combination         Min    0.000000    0.000000   -0.008566    0.000000    0.000000 
          20         INV Combination         Max    0.000000    0.000000   -0.007610    0.000000    0.000000 
          20         INV Combination         Min    0.000000    0.000000   -0.008566    0.000000    0.000000 
          21          PP   LinStatic                0.000000    0.000000   -0.006094    0.000000    0.000000 
          21        PERM   LinStatic                0.000000    0.000000   -0.001659    0.000000    0.000000 
          21        NEVE   LinStatic                0.000000    0.000000   -0.000707    0.000000    0.000000 
          21      VENTOX   LinStatic                0.000000    0.000000    0.000174    0.000000    0.000000 
          21      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          21      SISMAX LinRespSpec         Max    0.000000    0.000000   4.160E-06    0.000000    0.000000 
          21      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000059    0.000000    0.000000 
          21        TERM   LinStatic                0.000000    0.000000   3.810E-06    0.000000    0.000000 
          21       COMB1 Combination         Max    0.000000    0.000000   -0.007749    0.000000    0.000000 
          21       COMB1 Combination         Min    0.000000    0.000000   -0.007749    0.000000    0.000000 
          21       COMB2 Combination         Max    0.000000    0.000000   -0.008457    0.000000    0.000000 
          21       COMB2 Combination         Min    0.000000    0.000000   -0.008457    0.000000    0.000000 
          21       COMB3 Combination         Max    0.000000    0.000000   -0.007575    0.000000    0.000000 
          21       COMB3 Combination         Min    0.000000    0.000000   -0.007575    0.000000    0.000000 
          21       COMB4 Combination         Max    0.000000    0.000000   -0.007593    0.000000    0.000000 
          21       COMB4 Combination         Min    0.000000    0.000000   -0.007593    0.000000    0.000000 
          21       COMB5 Combination         Max    0.000000    0.000000   -0.008283    0.000000    0.000000 
          21       COMB5 Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
          21       COMB6 Combination         Max    0.000000    0.000000   -0.008301    0.000000    0.000000 
          21       COMB6 Combination         Min    0.000000    0.000000   -0.008301    0.000000    0.000000 
          21       COMB7 Combination         Max    0.000000    0.000000   -0.007757    0.000000    0.000000 
          21       COMB7 Combination         Min    0.000000    0.000000   -0.007757    0.000000    0.000000 
          21       COMB8 Combination         Max    0.000000    0.000000   -0.008464    0.000000    0.000000 
          21       COMB8 Combination         Min    0.000000    0.000000   -0.008464    0.000000    0.000000 
          21       COMB9 Combination         Max    0.000000    0.000000   -0.007583    0.000000    0.000000 
          21       COMB9 Combination         Min    0.000000    0.000000   -0.007583    0.000000    0.000000 
          21      COMB10 Combination         Max    0.000000    0.000000   -0.007601    0.000000    0.000000 
          21      COMB10 Combination         Min    0.000000    0.000000   -0.007601    0.000000    0.000000 
          21      COMB11 Combination         Max    0.000000    0.000000   -0.008290    0.000000    0.000000 
          21      COMB11 Combination         Min    0.000000    0.000000   -0.008290    0.000000    0.000000 
          21      COMB12 Combination         Max    0.000000    0.000000   -0.008308    0.000000    0.000000 
          21      COMB12 Combination         Min    0.000000    0.000000   -0.008308    0.000000    0.000000 
          21      COMB13 Combination         Max    0.000000    0.000000   -0.008456    0.000000    0.000000 
          21      COMB13 Combination         Min    0.000000    0.000000   -0.008465    0.000000    0.000000 
          21      COMB14 Combination         Max    0.000000    0.000000   -0.008402    0.000000    0.000000 
          21      COMB14 Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 
          21         INV Combination         Max    0.000000    0.000000   -0.007575    0.000000    0.000000 
          21         INV Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 
          22          PP   LinStatic                0.000000    0.000000   -0.006087    0.000000    0.000000 
          22        PERM   LinStatic                0.000000    0.000000   -0.001651    0.000000    0.000000 
          22        NEVE   LinStatic                0.000000    0.000000   -0.000702    0.000000    0.000000 
          22      VENTOX   LinStatic                0.000000    0.000000    0.000173    0.000000    0.000000 
          22      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          22      SISMAX LinRespSpec         Max    0.000000    0.000000   1.668E-06    0.000000    0.000000 
          22      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000054    0.000000    0.000000 
          22        TERM   LinStatic                0.000000    0.000000   4.009E-06    0.000000    0.000000 
          22       COMB1 Combination         Max    0.000000    0.000000   -0.007734    0.000000    0.000000 
          22       COMB1 Combination         Min    0.000000    0.000000   -0.007734    0.000000    0.000000 
          22       COMB2 Combination         Max    0.000000    0.000000   -0.008436    0.000000    0.000000 
          22       COMB2 Combination         Min    0.000000    0.000000   -0.008436    0.000000    0.000000 
          22       COMB3 Combination         Max    0.000000    0.000000   -0.007561    0.000000    0.000000 
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          22       COMB3 Combination         Min    0.000000    0.000000   -0.007561    0.000000    0.000000 
          22       COMB4 Combination         Max    0.000000    0.000000   -0.007578    0.000000    0.000000 
          22       COMB4 Combination         Min    0.000000    0.000000   -0.007578    0.000000    0.000000 
          22       COMB5 Combination         Max    0.000000    0.000000   -0.008263    0.000000    0.000000 
          22       COMB5 Combination         Min    0.000000    0.000000   -0.008263    0.000000    0.000000 
          22       COMB6 Combination         Max    0.000000    0.000000   -0.008280    0.000000    0.000000 
          22       COMB6 Combination         Min    0.000000    0.000000   -0.008280    0.000000    0.000000 
          22       COMB7 Combination         Max    0.000000    0.000000   -0.007742    0.000000    0.000000 
          22       COMB7 Combination         Min    0.000000    0.000000   -0.007742    0.000000    0.000000 
          22       COMB8 Combination         Max    0.000000    0.000000   -0.008444    0.000000    0.000000 
          22       COMB8 Combination         Min    0.000000    0.000000   -0.008444    0.000000    0.000000 
          22       COMB9 Combination         Max    0.000000    0.000000   -0.007569    0.000000    0.000000 
          22       COMB9 Combination         Min    0.000000    0.000000   -0.007569    0.000000    0.000000 
          22      COMB10 Combination         Max    0.000000    0.000000   -0.007586    0.000000    0.000000 
          22      COMB10 Combination         Min    0.000000    0.000000   -0.007586    0.000000    0.000000 
          22      COMB11 Combination         Max    0.000000    0.000000   -0.008271    0.000000    0.000000 
          22      COMB11 Combination         Min    0.000000    0.000000   -0.008271    0.000000    0.000000 
          22      COMB12 Combination         Max    0.000000    0.000000   -0.008288    0.000000    0.000000 
          22      COMB12 Combination         Min    0.000000    0.000000   -0.008288    0.000000    0.000000 
          22      COMB13 Combination         Max    0.000000    0.000000   -0.008438    0.000000    0.000000 
          22      COMB13 Combination         Min    0.000000    0.000000   -0.008441    0.000000    0.000000 
          22      COMB14 Combination         Max    0.000000    0.000000   -0.008386    0.000000    0.000000 
          22      COMB14 Combination         Min    0.000000    0.000000   -0.008494    0.000000    0.000000 
          22         INV Combination         Max    0.000000    0.000000   -0.007561    0.000000    0.000000 
          22         INV Combination         Min    0.000000    0.000000   -0.008494    0.000000    0.000000 
          23          PP   LinStatic                0.000000    0.000000   -0.006061    0.000000    0.000000 
          23        PERM   LinStatic                0.000000    0.000000   -0.001636    0.000000    0.000000 
          23        NEVE   LinStatic                0.000000    0.000000   -0.000691    0.000000    0.000000 
          23      VENTOX   LinStatic                0.000000    0.000000    0.000170    0.000000    0.000000 
          23      VENTOY   LinStatic                0.000000    0.000000    0.000155    0.000000    0.000000 
          23      SISMAX LinRespSpec         Max    0.000000    0.000000   8.636E-07    0.000000    0.000000 
          23      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000049    0.000000    0.000000 
          23        TERM   LinStatic                0.000000    0.000000   3.676E-06    0.000000    0.000000 
          23       COMB1 Combination         Max    0.000000    0.000000   -0.007693    0.000000    0.000000 
          23       COMB1 Combination         Min    0.000000    0.000000   -0.007693    0.000000    0.000000 
          23       COMB2 Combination         Max    0.000000    0.000000   -0.008385    0.000000    0.000000 
          23       COMB2 Combination         Min    0.000000    0.000000   -0.008385    0.000000    0.000000 
          23       COMB3 Combination         Max    0.000000    0.000000   -0.007523    0.000000    0.000000 
          23       COMB3 Combination         Min    0.000000    0.000000   -0.007523    0.000000    0.000000 
          23       COMB4 Combination         Max    0.000000    0.000000   -0.007538    0.000000    0.000000 
          23       COMB4 Combination         Min    0.000000    0.000000   -0.007538    0.000000    0.000000 
          23       COMB5 Combination         Max    0.000000    0.000000   -0.008214    0.000000    0.000000 
          23       COMB5 Combination         Min    0.000000    0.000000   -0.008214    0.000000    0.000000 
          23       COMB6 Combination         Max    0.000000    0.000000   -0.008230    0.000000    0.000000 
          23       COMB6 Combination         Min    0.000000    0.000000   -0.008230    0.000000    0.000000 
          23       COMB7 Combination         Max    0.000000    0.000000   -0.007700    0.000000    0.000000 
          23       COMB7 Combination         Min    0.000000    0.000000   -0.007700    0.000000    0.000000 
          23       COMB8 Combination         Max    0.000000    0.000000   -0.008392    0.000000    0.000000 
          23       COMB8 Combination         Min    0.000000    0.000000   -0.008392    0.000000    0.000000 
          23       COMB9 Combination         Max    0.000000    0.000000   -0.007530    0.000000    0.000000 
          23       COMB9 Combination         Min    0.000000    0.000000   -0.007530    0.000000    0.000000 
          23      COMB10 Combination         Max    0.000000    0.000000   -0.007546    0.000000    0.000000 
          23      COMB10 Combination         Min    0.000000    0.000000   -0.007546    0.000000    0.000000 
          23      COMB11 Combination         Max    0.000000    0.000000   -0.008222    0.000000    0.000000 
          23      COMB11 Combination         Min    0.000000    0.000000   -0.008222    0.000000    0.000000 
          23      COMB12 Combination         Max    0.000000    0.000000   -0.008237    0.000000    0.000000 
          23      COMB12 Combination         Min    0.000000    0.000000   -0.008237    0.000000    0.000000 
          23      COMB13 Combination         Max    0.000000    0.000000   -0.008387    0.000000    0.000000 
          23      COMB13 Combination         Min    0.000000    0.000000   -0.008389    0.000000    0.000000 
          23      COMB14 Combination         Max    0.000000    0.000000   -0.008339    0.000000    0.000000 
          23      COMB14 Combination         Min    0.000000    0.000000   -0.008437    0.000000    0.000000 
          23         INV Combination         Max    0.000000    0.000000   -0.007523    0.000000    0.000000 
          23         INV Combination         Min    0.000000    0.000000   -0.008437    0.000000    0.000000 
          24          PP   LinStatic                0.000000    0.000000   -0.006053    0.000000    0.000000 
          24        PERM   LinStatic                0.000000    0.000000   -0.001623    0.000000    0.000000 
          24        NEVE   LinStatic                0.000000    0.000000   -0.000683    0.000000    0.000000 
          24      VENTOX   LinStatic                0.000000    0.000000    0.000168    0.000000    0.000000 
          24      VENTOY   LinStatic                0.000000    0.000000    0.000154    0.000000    0.000000 
          24      SISMAX LinRespSpec         Max    0.000000    0.000000   3.244E-06    0.000000    0.000000 
          24      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000043    0.000000    0.000000 
          24        TERM   LinStatic                0.000000    0.000000   2.944E-06    0.000000    0.000000 
          24       COMB1 Combination         Max    0.000000    0.000000   -0.007673    0.000000    0.000000 
          24       COMB1 Combination         Min    0.000000    0.000000   -0.007673    0.000000    0.000000 
          24       COMB2 Combination         Max    0.000000    0.000000   -0.008355    0.000000    0.000000 
          24       COMB2 Combination         Min    0.000000    0.000000   -0.008355    0.000000    0.000000 
          24       COMB3 Combination         Max    0.000000    0.000000   -0.007504    0.000000    0.000000 
          24       COMB3 Combination         Min    0.000000    0.000000   -0.007504    0.000000    0.000000 
          24       COMB4 Combination         Max    0.000000    0.000000   -0.007518    0.000000    0.000000 
          24       COMB4 Combination         Min    0.000000    0.000000   -0.007518    0.000000    0.000000 
          24       COMB5 Combination         Max    0.000000    0.000000   -0.008187    0.000000    0.000000 
          24       COMB5 Combination         Min    0.000000    0.000000   -0.008187    0.000000    0.000000 
          24       COMB6 Combination         Max    0.000000    0.000000   -0.008201    0.000000    0.000000 
          24       COMB6 Combination         Min    0.000000    0.000000   -0.008201    0.000000    0.000000 
          24       COMB7 Combination         Max    0.000000    0.000000   -0.007679    0.000000    0.000000 
          24       COMB7 Combination         Min    0.000000    0.000000   -0.007679    0.000000    0.000000 
          24       COMB8 Combination         Max    0.000000    0.000000   -0.008361    0.000000    0.000000 
          24       COMB8 Combination         Min    0.000000    0.000000   -0.008361    0.000000    0.000000 
          24       COMB9 Combination         Max    0.000000    0.000000   -0.007510    0.000000    0.000000 
          24       COMB9 Combination         Min    0.000000    0.000000   -0.007510    0.000000    0.000000 
          24      COMB10 Combination         Max    0.000000    0.000000   -0.007524    0.000000    0.000000 
          24      COMB10 Combination         Min    0.000000    0.000000   -0.007524    0.000000    0.000000 
          24      COMB11 Combination         Max    0.000000    0.000000   -0.008193    0.000000    0.000000 
          24      COMB11 Combination         Min    0.000000    0.000000   -0.008193    0.000000    0.000000 
          24      COMB12 Combination         Max    0.000000    0.000000   -0.008207    0.000000    0.000000 
          24      COMB12 Combination         Min    0.000000    0.000000   -0.008207    0.000000    0.000000 
          24      COMB13 Combination         Max    0.000000    0.000000   -0.008355    0.000000    0.000000 
          24      COMB13 Combination         Min    0.000000    0.000000   -0.008361    0.000000    0.000000 
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          24      COMB14 Combination         Max    0.000000    0.000000   -0.008315    0.000000    0.000000 
          24      COMB14 Combination         Min    0.000000    0.000000   -0.008402    0.000000    0.000000 
          24         INV Combination         Max    0.000000    0.000000   -0.007504    0.000000    0.000000 
          24         INV Combination         Min    0.000000    0.000000   -0.008402    0.000000    0.000000 
          25          PP   LinStatic                0.000000    0.000000   -0.006025    0.000000    0.000000 
          25        PERM   LinStatic                0.000000    0.000000   -0.001602    0.000000    0.000000 
          25        NEVE   LinStatic                0.000000    0.000000   -0.000668    0.000000    0.000000 
          25      VENTOX   LinStatic                0.000000    0.000000    0.000165    0.000000    0.000000 
          25      VENTOY   LinStatic                0.000000    0.000000    0.000153    0.000000    0.000000 
          25      SISMAX LinRespSpec         Max    0.000000    0.000000   5.893E-06    0.000000    0.000000 
          25      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000037    0.000000    0.000000 
          25        TERM   LinStatic                0.000000    0.000000   1.358E-06    0.000000    0.000000 
          25       COMB1 Combination         Max    0.000000    0.000000   -0.007625    0.000000    0.000000 
          25       COMB1 Combination         Min    0.000000    0.000000   -0.007625    0.000000    0.000000 
          25       COMB2 Combination         Max    0.000000    0.000000   -0.008294    0.000000    0.000000 
          25       COMB2 Combination         Min    0.000000    0.000000   -0.008294    0.000000    0.000000 
          25       COMB3 Combination         Max    0.000000    0.000000   -0.007460    0.000000    0.000000 
          25       COMB3 Combination         Min    0.000000    0.000000   -0.007460    0.000000    0.000000 
          25       COMB4 Combination         Max    0.000000    0.000000   -0.007472    0.000000    0.000000 
          25       COMB4 Combination         Min    0.000000    0.000000   -0.007472    0.000000    0.000000 
          25       COMB5 Combination         Max    0.000000    0.000000   -0.008129    0.000000    0.000000 
          25       COMB5 Combination         Min    0.000000    0.000000   -0.008129    0.000000    0.000000 
          25       COMB6 Combination         Max    0.000000    0.000000   -0.008141    0.000000    0.000000 
          25       COMB6 Combination         Min    0.000000    0.000000   -0.008141    0.000000    0.000000 
          25       COMB7 Combination         Max    0.000000    0.000000   -0.007628    0.000000    0.000000 
          25       COMB7 Combination         Min    0.000000    0.000000   -0.007628    0.000000    0.000000 
          25       COMB8 Combination         Max    0.000000    0.000000   -0.008296    0.000000    0.000000 
          25       COMB8 Combination         Min    0.000000    0.000000   -0.008296    0.000000    0.000000 
          25       COMB9 Combination         Max    0.000000    0.000000   -0.007463    0.000000    0.000000 
          25       COMB9 Combination         Min    0.000000    0.000000   -0.007463    0.000000    0.000000 
          25      COMB10 Combination         Max    0.000000    0.000000   -0.007475    0.000000    0.000000 
          25      COMB10 Combination         Min    0.000000    0.000000   -0.007475    0.000000    0.000000 
          25      COMB11 Combination         Max    0.000000    0.000000   -0.008131    0.000000    0.000000 
          25      COMB11 Combination         Min    0.000000    0.000000   -0.008131    0.000000    0.000000 
          25      COMB12 Combination         Max    0.000000    0.000000   -0.008144    0.000000    0.000000 
          25      COMB12 Combination         Min    0.000000    0.000000   -0.008144    0.000000    0.000000 
          25      COMB13 Combination         Max    0.000000    0.000000   -0.008289    0.000000    0.000000 
          25      COMB13 Combination         Min    0.000000    0.000000   -0.008301    0.000000    0.000000 
          25      COMB14 Combination         Max    0.000000    0.000000   -0.008258    0.000000    0.000000 
          25      COMB14 Combination         Min    0.000000    0.000000   -0.008332    0.000000    0.000000 
          25         INV Combination         Max    0.000000    0.000000   -0.007460    0.000000    0.000000 
          25         INV Combination         Min    0.000000    0.000000   -0.008332    0.000000    0.000000 
          26          PP   LinStatic                0.000000    0.000000   -0.006012    0.000000    0.000000 
          26        PERM   LinStatic                0.000000    0.000000   -0.001584    0.000000    0.000000 
          26        NEVE   LinStatic                0.000000    0.000000   -0.000656    0.000000    0.000000 
          26      VENTOX   LinStatic                0.000000    0.000000    0.000162    0.000000    0.000000 
          26      VENTOY   LinStatic                0.000000    0.000000    0.000152    0.000000    0.000000 
          26      SISMAX LinRespSpec         Max    0.000000    0.000000   9.356E-06    0.000000    0.000000 
          26      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000030    0.000000    0.000000 
          26        TERM   LinStatic                0.000000    0.000000  -1.459E-06    0.000000    0.000000 
          26       COMB1 Combination         Max    0.000000    0.000000   -0.007598    0.000000    0.000000 
          26       COMB1 Combination         Min    0.000000    0.000000   -0.007598    0.000000    0.000000 
          26       COMB2 Combination         Max    0.000000    0.000000   -0.008254    0.000000    0.000000 
          26       COMB2 Combination         Min    0.000000    0.000000   -0.008254    0.000000    0.000000 
          26       COMB3 Combination         Max    0.000000    0.000000   -0.007435    0.000000    0.000000 
          26       COMB3 Combination         Min    0.000000    0.000000   -0.007435    0.000000    0.000000 
          26       COMB4 Combination         Max    0.000000    0.000000   -0.007446    0.000000    0.000000 
          26       COMB4 Combination         Min    0.000000    0.000000   -0.007446    0.000000    0.000000 
          26       COMB5 Combination         Max    0.000000    0.000000   -0.008092    0.000000    0.000000 
          26       COMB5 Combination         Min    0.000000    0.000000   -0.008092    0.000000    0.000000 
          26       COMB6 Combination         Max    0.000000    0.000000   -0.008102    0.000000    0.000000 
          26       COMB6 Combination         Min    0.000000    0.000000   -0.008102    0.000000    0.000000 
          26       COMB7 Combination         Max    0.000000    0.000000   -0.007595    0.000000    0.000000 
          26       COMB7 Combination         Min    0.000000    0.000000   -0.007595    0.000000    0.000000 
          26       COMB8 Combination         Max    0.000000    0.000000   -0.008251    0.000000    0.000000 
          26       COMB8 Combination         Min    0.000000    0.000000   -0.008251    0.000000    0.000000 
          26       COMB9 Combination         Max    0.000000    0.000000   -0.007433    0.000000    0.000000 
          26       COMB9 Combination         Min    0.000000    0.000000   -0.007433    0.000000    0.000000 
          26      COMB10 Combination         Max    0.000000    0.000000   -0.007443    0.000000    0.000000 
          26      COMB10 Combination         Min    0.000000    0.000000   -0.007443    0.000000    0.000000 
          26      COMB11 Combination         Max    0.000000    0.000000   -0.008089    0.000000    0.000000 
          26      COMB11 Combination         Min    0.000000    0.000000   -0.008089    0.000000    0.000000 
          26      COMB12 Combination         Max    0.000000    0.000000   -0.008099    0.000000    0.000000 
          26      COMB12 Combination         Min    0.000000    0.000000   -0.008099    0.000000    0.000000 
          26      COMB13 Combination         Max    0.000000    0.000000   -0.008243    0.000000    0.000000 
          26      COMB13 Combination         Min    0.000000    0.000000   -0.008262    0.000000    0.000000 
          26      COMB14 Combination         Max    0.000000    0.000000   -0.008222    0.000000    0.000000 
          26      COMB14 Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
          26         INV Combination         Max    0.000000    0.000000   -0.007433    0.000000    0.000000 
          26         INV Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
          27          PP   LinStatic                0.000000    0.000000   -0.005982    0.000000    0.000000 
          27        PERM   LinStatic                0.000000    0.000000   -0.001564    0.000000    0.000000 
          27        NEVE   LinStatic                0.000000    0.000000   -0.000642    0.000000    0.000000 
          27      VENTOX   LinStatic                0.000000    0.000000    0.000158    0.000000    0.000000 
          27      VENTOY   LinStatic                0.000000    0.000000    0.000150    0.000000    0.000000 
          27      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000015    0.000000    0.000000 
          27      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000023    0.000000    0.000000 
          27        TERM   LinStatic                0.000000    0.000000  -6.264E-06    0.000000    0.000000 
          27       COMB1 Combination         Max    0.000000    0.000000   -0.007552    0.000000    0.000000 
          27       COMB1 Combination         Min    0.000000    0.000000   -0.007552    0.000000    0.000000 
          27       COMB2 Combination         Max    0.000000    0.000000   -0.008194    0.000000    0.000000 
          27       COMB2 Combination         Min    0.000000    0.000000   -0.008194    0.000000    0.000000 
          27       COMB3 Combination         Max    0.000000    0.000000   -0.007393    0.000000    0.000000 
          27       COMB3 Combination         Min    0.000000    0.000000   -0.007393    0.000000    0.000000 
          27       COMB4 Combination         Max    0.000000    0.000000   -0.007402    0.000000    0.000000 
          27       COMB4 Combination         Min    0.000000    0.000000   -0.007402    0.000000    0.000000 
          27       COMB5 Combination         Max    0.000000    0.000000   -0.008036    0.000000    0.000000 
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          27       COMB5 Combination         Min    0.000000    0.000000   -0.008036    0.000000    0.000000 
          27       COMB6 Combination         Max    0.000000    0.000000   -0.008044    0.000000    0.000000 
          27       COMB6 Combination         Min    0.000000    0.000000   -0.008044    0.000000    0.000000 
          27       COMB7 Combination         Max    0.000000    0.000000   -0.007539    0.000000    0.000000 
          27       COMB7 Combination         Min    0.000000    0.000000   -0.007539    0.000000    0.000000 
          27       COMB8 Combination         Max    0.000000    0.000000   -0.008181    0.000000    0.000000 
          27       COMB8 Combination         Min    0.000000    0.000000   -0.008181    0.000000    0.000000 
          27       COMB9 Combination         Max    0.000000    0.000000   -0.007381    0.000000    0.000000 
          27       COMB9 Combination         Min    0.000000    0.000000   -0.007381    0.000000    0.000000 
          27      COMB10 Combination         Max    0.000000    0.000000   -0.007389    0.000000    0.000000 
          27      COMB10 Combination         Min    0.000000    0.000000   -0.007389    0.000000    0.000000 
          27      COMB11 Combination         Max    0.000000    0.000000   -0.008023    0.000000    0.000000 
          27      COMB11 Combination         Min    0.000000    0.000000   -0.008023    0.000000    0.000000 
          27      COMB12 Combination         Max    0.000000    0.000000   -0.008031    0.000000    0.000000 
          27      COMB12 Combination         Min    0.000000    0.000000   -0.008031    0.000000    0.000000 
          27      COMB13 Combination         Max    0.000000    0.000000   -0.008173    0.000000    0.000000 
          27      COMB13 Combination         Min    0.000000    0.000000   -0.008202    0.000000    0.000000 
          27      COMB14 Combination         Max    0.000000    0.000000   -0.008165    0.000000    0.000000 
          27      COMB14 Combination         Min    0.000000    0.000000   -0.008210    0.000000    0.000000 
          27         INV Combination         Max    0.000000    0.000000   -0.007381    0.000000    0.000000 
          27         INV Combination         Min    0.000000    0.000000   -0.008210    0.000000    0.000000 
          28          PP   LinStatic               -0.000018   3.049E-06   -0.006266   -0.000325    0.000028 
          28        PERM   LinStatic               -0.000018   5.223E-06   -0.001723   -0.000530  -5.279E-06 
          28        NEVE   LinStatic               -0.000012   3.573E-06   -0.000751   -0.000363  -3.612E-06 
          28      VENTOX   LinStatic               -0.000120  -8.802E-07    0.000183    0.000089  -6.999E-08 
          28      VENTOY   LinStatic               -0.000111    0.001504    0.000209    0.000051   8.812E-07 
          28      SISMAX LinRespSpec         Max    0.002091   2.426E-09    0.000031   2.305E-10    0.000016 
          28      SISMAY LinRespSpec         Max    0.000379    0.003140    0.000076    0.000131   1.272E-06 
          28        TERM   LinStatic               -0.002141   -0.000748    0.000725    0.000069   -0.000017 
          28       COMB1 Combination         Max   -0.002177   -0.000739   -0.007265   -0.000786   5.352E-06 
          28       COMB1 Combination         Min   -0.002177   -0.000739   -0.007265   -0.000786   5.352E-06 
          28       COMB2 Combination         Max   -0.002189   -0.000736   -0.008016   -0.001149   1.740E-06 
          28       COMB2 Combination         Min   -0.002189   -0.000736   -0.008016   -0.001149   1.740E-06 
          28       COMB3 Combination         Max   -0.002297   -0.000740   -0.007081   -0.000697   5.282E-06 
          28       COMB3 Combination         Min   -0.002297   -0.000740   -0.007081   -0.000697   5.282E-06 
          28       COMB4 Combination         Max   -0.002288    0.000764   -0.007055   -0.000736   6.233E-06 
          28       COMB4 Combination         Min   -0.002288    0.000764   -0.007055   -0.000736   6.233E-06 
          28       COMB5 Combination         Max   -0.002310   -0.000737   -0.007833   -0.001060   1.670E-06 
          28       COMB5 Combination         Min   -0.002310   -0.000737   -0.007833   -0.001060   1.670E-06 
          28       COMB6 Combination         Max   -0.002300    0.000768   -0.007807   -0.001099   2.621E-06 
          28       COMB6 Combination         Min   -0.002300    0.000768   -0.007807   -0.001099   2.621E-06 
          28       COMB7 Combination         Max    0.002105    0.000756   -0.008714   -0.000924    0.000040 
          28       COMB7 Combination         Min    0.002105    0.000756   -0.008714   -0.000924    0.000040 
          28       COMB8 Combination         Max    0.002093    0.000760   -0.009465   -0.001287    0.000037 
          28       COMB8 Combination         Min    0.002093    0.000760   -0.009465   -0.001287    0.000037 
          28       COMB9 Combination         Max    0.001985    0.000755   -0.008531   -0.000835    0.000040 
          28       COMB9 Combination         Min    0.001985    0.000755   -0.008531   -0.000835    0.000040 
          28      COMB10 Combination         Max    0.001994    0.002260   -0.008505   -0.000874    0.000041 
          28      COMB10 Combination         Min    0.001994    0.002260   -0.008505   -0.000874    0.000041 
          28      COMB11 Combination         Max    0.001973    0.000759   -0.009282   -0.001198    0.000037 
          28      COMB11 Combination         Min    0.001973    0.000759   -0.009282   -0.001198    0.000037 
          28      COMB12 Combination         Max    0.001982    0.002263   -0.009256   -0.001236    0.000038 
          28      COMB12 Combination         Min    0.001982    0.002263   -0.009256   -0.001236    0.000038 
          28      COMB13 Combination         Max    0.002043    0.000012   -0.008710   -0.001218    0.000035 
          28      COMB13 Combination         Min   -0.002140    0.000012   -0.008772   -0.001218   2.923E-06 
          28      COMB14 Combination         Max    0.000330    0.003152   -0.008665   -0.001087    0.000020 
          28      COMB14 Combination         Min   -0.000427   -0.003128   -0.008817   -0.001349    0.000018 
          28         INV Combination         Max    0.002105    0.003152   -0.007055   -0.000697    0.000041 
          28         INV Combination         Min   -0.002310   -0.003128   -0.009465   -0.001349   1.670E-06 
          29          PP   LinStatic               -0.000018   3.403E-06   -0.006307   -0.000292   3.990E-06 
          29        PERM   LinStatic               -0.000018   7.797E-06   -0.001718   -0.000652   4.217E-06 
          29        NEVE   LinStatic               -0.000012   5.335E-06   -0.000748   -0.000446   2.886E-06 
          29      VENTOX   LinStatic               -0.000120  -1.315E-06    0.000183    0.000110  -9.096E-07 
          29      VENTOY   LinStatic               -0.000111    0.001521    0.000208    0.000102  -4.357E-07 
          29      SISMAX LinRespSpec         Max    0.002092   4.921E-09    0.000014   3.439E-10   3.401E-06 
          29      SISMAY LinRespSpec         Max    0.000379    0.003097    0.000074    0.000215   4.799E-07 
          29        TERM   LinStatic               -0.001766   -0.000747    0.000744    0.000087  -3.387E-06 
          29       COMB1 Combination         Max   -0.001802   -0.000736   -0.007281   -0.000857   4.821E-06 
          29       COMB1 Combination         Min   -0.001802   -0.000736   -0.007281   -0.000857   4.821E-06 
          29       COMB2 Combination         Max   -0.001814   -0.000731   -0.008028   -0.001304   7.706E-06 
          29       COMB2 Combination         Min   -0.001814   -0.000731   -0.008028   -0.001304   7.706E-06 
          29       COMB3 Combination         Max   -0.001923   -0.000738   -0.007097   -0.000747   3.911E-06 
          29       COMB3 Combination         Min   -0.001923   -0.000738   -0.007097   -0.000747   3.911E-06 
          29       COMB4 Combination         Max   -0.001913    0.000785   -0.007073   -0.000755   4.385E-06 
          29       COMB4 Combination         Min   -0.001913    0.000785   -0.007073   -0.000755   4.385E-06 
          29       COMB5 Combination         Max   -0.001935   -0.000732   -0.007845   -0.001194   6.796E-06 
          29       COMB5 Combination         Min   -0.001935   -0.000732   -0.007845   -0.001194   6.796E-06 
          29       COMB6 Combination         Max   -0.001925    0.000790   -0.007821   -0.001202   7.270E-06 
          29       COMB6 Combination         Min   -0.001925    0.000790   -0.007821   -0.001202   7.270E-06 
          29       COMB7 Combination         Max    0.001730    0.000759   -0.008769   -0.001031    0.000012 
          29       COMB7 Combination         Min    0.001730    0.000759   -0.008769   -0.001031    0.000012 
          29       COMB8 Combination         Max    0.001718    0.000764   -0.009516   -0.001477    0.000014 
          29       COMB8 Combination         Min    0.001718    0.000764   -0.009516   -0.001477    0.000014 
          29       COMB9 Combination         Max    0.001610    0.000757   -0.008585   -0.000921    0.000011 
          29       COMB9 Combination         Min    0.001610    0.000757   -0.008585   -0.000921    0.000011 
          29      COMB10 Combination         Max    0.001619    0.002280   -0.008561   -0.000929    0.000011 
          29      COMB10 Combination         Min    0.001619    0.002280   -0.008561   -0.000929    0.000011 
          29      COMB11 Combination         Max    0.001598    0.000763   -0.009333   -0.001367    0.000014 
          29      COMB11 Combination         Min    0.001598    0.000763   -0.009333   -0.001367    0.000014 
          29      COMB12 Combination         Max    0.001607    0.002285   -0.009309   -0.001375    0.000014 
          29      COMB12 Combination         Min    0.001607    0.002285   -0.009309   -0.001375    0.000014 
          29      COMB13 Combination         Max    0.002043    0.000017   -0.008759   -0.001390    0.000014 
          29      COMB13 Combination         Min   -0.002140    0.000017   -0.008786   -0.001390   7.692E-06 
          29      COMB14 Combination         Max    0.000331    0.003114   -0.008698   -0.001176    0.000012 
          29      COMB14 Combination         Min   -0.000427   -0.003080   -0.008847   -0.001605    0.000011 
          29         INV Combination         Max    0.002043    0.003114   -0.007073   -0.000747    0.000014 
          29         INV Combination         Min   -0.002140   -0.003080   -0.009516   -0.001605   3.911E-06 
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          30          PP   LinStatic               -0.000018   3.357E-06   -0.006298   -0.000319  -6.474E-06 
          30        PERM   LinStatic               -0.000018   9.134E-06   -0.001734   -0.000909   1.030E-06 
          30        NEVE   LinStatic               -0.000012   6.250E-06   -0.000759   -0.000622   7.044E-07 
          30      VENTOX   LinStatic               -0.000120  -1.541E-06    0.000186    0.000153  -4.096E-07 
          30      VENTOY   LinStatic               -0.000111    0.001530    0.000210    0.000127  -4.212E-08 
          30      SISMAX LinRespSpec         Max    0.002092   4.828E-09    0.000010   2.828E-10   4.017E-06 
          30      SISMAY LinRespSpec         Max    0.000379    0.003047    0.000074    0.000135   3.748E-07 
          30        TERM   LinStatic               -0.001392   -0.000747    0.000746    0.000072  -2.455E-06 
          30       COMB1 Combination         Max   -0.001428   -0.000735   -0.007285   -0.001155  -7.899E-06 
          30       COMB1 Combination         Min   -0.001428   -0.000735   -0.007285   -0.001155  -7.899E-06 
          30       COMB2 Combination         Max   -0.001440   -0.000729   -0.008044   -0.001777  -7.195E-06 
          30       COMB2 Combination         Min   -0.001440   -0.000729   -0.008044   -0.001777  -7.195E-06 
          30       COMB3 Combination         Max   -0.001548   -0.000737   -0.007099   -0.001002  -8.309E-06 
          30       COMB3 Combination         Min   -0.001548   -0.000737   -0.007099   -0.001002  -8.309E-06 
          30       COMB4 Combination         Max   -0.001539    0.000795   -0.007075   -0.001028  -7.941E-06 
          30       COMB4 Combination         Min   -0.001539    0.000795   -0.007075   -0.001028  -7.941E-06 
          30       COMB5 Combination         Max   -0.001560   -0.000730   -0.007858   -0.001624  -7.604E-06 
          30       COMB5 Combination         Min   -0.001560   -0.000730   -0.007858   -0.001624  -7.604E-06 
          30       COMB6 Combination         Max   -0.001551    0.000802   -0.007834   -0.001649  -7.237E-06 
          30       COMB6 Combination         Min   -0.001551    0.000802   -0.007834   -0.001649  -7.237E-06 
          30       COMB7 Combination         Max    0.001356    0.000760   -0.008778   -0.001300  -2.990E-06 
          30       COMB7 Combination         Min    0.001356    0.000760   -0.008778   -0.001300  -2.990E-06 
          30       COMB8 Combination         Max    0.001344    0.000766   -0.009536   -0.001922  -2.285E-06 
          30       COMB8 Combination         Min    0.001344    0.000766   -0.009536   -0.001922  -2.285E-06 
          30       COMB9 Combination         Max    0.001235    0.000758   -0.008592   -0.001147  -3.399E-06 
          30       COMB9 Combination         Min    0.001235    0.000758   -0.008592   -0.001147  -3.399E-06 
          30      COMB10 Combination         Max    0.001245    0.002290   -0.008568   -0.001172  -3.032E-06 
          30      COMB10 Combination         Min    0.001245    0.002290   -0.008568   -0.001172  -3.032E-06 
          30      COMB11 Combination         Max    0.001223    0.000765   -0.009350   -0.001768  -2.695E-06 
          30      COMB11 Combination         Min    0.001223    0.000765   -0.009350   -0.001768  -2.695E-06 
          30      COMB12 Combination         Max    0.001233    0.002297   -0.009327   -0.001794  -2.327E-06 
          30      COMB12 Combination         Min    0.001233    0.002297   -0.009327   -0.001794  -2.327E-06 
          30      COMB13 Combination         Max    0.002043    0.000019   -0.008780   -0.001849  -7.225E-07 
          30      COMB13 Combination         Min   -0.002140    0.000019   -0.008801   -0.001849  -8.757E-06 
          30      COMB14 Combination         Max    0.000331    0.003066   -0.008717   -0.001714  -4.365E-06 
          30      COMB14 Combination         Min   -0.000427   -0.003029   -0.008864   -0.001984  -5.115E-06 
          30         INV Combination         Max    0.002043    0.003066   -0.007075   -0.001002  -7.225E-07 
          30         INV Combination         Min   -0.002140   -0.003029   -0.009536   -0.001984  -8.757E-06 
          31          PP   LinStatic               -0.000018   3.431E-06   -0.006282   -0.000289  -7.340E-06 
          31        PERM   LinStatic               -0.000018    0.000010   -0.001723   -0.000840  -1.982E-06 
          31        NEVE   LinStatic               -0.000012   6.898E-06   -0.000751   -0.000575  -1.356E-06 
          31      VENTOX   LinStatic               -0.000121  -1.696E-06    0.000185    0.000141   2.664E-07 
          31      VENTOY   LinStatic               -0.000111    0.001528    0.000207    0.000140   6.935E-07 
          31      SISMAX LinRespSpec         Max    0.002092   3.930E-09   8.996E-06   1.419E-09   1.153E-06 
          31      SISMAY LinRespSpec         Max    0.000379    0.002984    0.000070    0.000210   1.166E-06 
          31        TERM   LinStatic               -0.001017   -0.000747    0.000747    0.000088  -4.051E-07 
          31       COMB1 Combination         Max   -0.001053   -0.000734   -0.007259   -0.001040  -9.728E-06 
          31       COMB1 Combination         Min   -0.001053   -0.000734   -0.007259   -0.001040  -9.728E-06 
          31       COMB2 Combination         Max   -0.001066   -0.000727   -0.008010   -0.001615   -0.000011 
          31       COMB2 Combination         Min   -0.001066   -0.000727   -0.008010   -0.001615   -0.000011 
          31       COMB3 Combination         Max   -0.001174   -0.000736   -0.007074   -0.000899  -9.461E-06 
          31       COMB3 Combination         Min   -0.001174   -0.000736   -0.007074   -0.000899  -9.461E-06 
          31       COMB4 Combination         Max   -0.001164    0.000794   -0.007052   -0.000900  -9.034E-06 
          31       COMB4 Combination         Min   -0.001164    0.000794   -0.007052   -0.000900  -9.034E-06 
          31       COMB5 Combination         Max   -0.001186   -0.000729   -0.007825   -0.001473   -0.000011 
          31       COMB5 Combination         Min   -0.001186   -0.000729   -0.007825   -0.001473   -0.000011 
          31       COMB6 Combination         Max   -0.001177    0.000801   -0.007803   -0.001475   -0.000010 
          31       COMB6 Combination         Min   -0.001177    0.000801   -0.007803   -0.001475   -0.000010 
          31       COMB7 Combination         Max    0.000981    0.000761   -0.008753   -0.001217  -8.917E-06 
          31       COMB7 Combination         Min    0.000981    0.000761   -0.008753   -0.001217  -8.917E-06 
          31       COMB8 Combination         Max    0.000969    0.000768   -0.009504   -0.001792   -0.000010 
          31       COMB8 Combination         Min    0.000969    0.000768   -0.009504   -0.001792   -0.000010 
          31       COMB9 Combination         Max    0.000861    0.000759   -0.008568   -0.001075  -8.651E-06 
          31       COMB9 Combination         Min    0.000861    0.000759   -0.008568   -0.001075  -8.651E-06 
          31      COMB10 Combination         Max    0.000870    0.002289   -0.008546   -0.001077  -8.224E-06 
          31      COMB10 Combination         Min    0.000870    0.002289   -0.008546   -0.001077  -8.224E-06 
          31      COMB11 Combination         Max    0.000849    0.000766   -0.009319   -0.001650   -0.000010 
          31      COMB11 Combination         Min    0.000849    0.000766   -0.009319   -0.001650   -0.000010 
          31      COMB12 Combination         Max    0.000858    0.002296   -0.009297   -0.001651  -9.580E-06 
          31      COMB12 Combination         Min    0.000858    0.002296   -0.009297   -0.001651  -9.580E-06 
          31      COMB13 Combination         Max    0.002044    0.000020   -0.008748   -0.001703  -9.526E-06 
          31      COMB13 Combination         Min   -0.002140    0.000020   -0.008766   -0.001703   -0.000012 
          31      COMB14 Combination         Max    0.000331    0.003005   -0.008687   -0.001493  -9.513E-06 
          31      COMB14 Combination         Min   -0.000427   -0.002964   -0.008827   -0.001913   -0.000012 
          31         INV Combination         Max    0.002044    0.003005   -0.007052   -0.000899  -8.224E-06 
          31         INV Combination         Min   -0.002140   -0.002964   -0.009504   -0.001913   -0.000012 
          32          PP   LinStatic               -0.000018   3.316E-06   -0.006262   -0.000318  -6.702E-06 
          32        PERM   LinStatic               -0.000018   9.960E-06   -0.001725   -0.000944  -3.205E-06 
          32        NEVE   LinStatic               -0.000012   6.815E-06   -0.000753   -0.000646  -2.193E-06 
          32      VENTOX   LinStatic               -0.000121  -1.660E-06    0.000185    0.000159   2.718E-07 
          32      VENTOY   LinStatic               -0.000111    0.001509    0.000206    0.000136   7.976E-07 
          32      SISMAX LinRespSpec         Max    0.002092   2.522E-08   6.804E-06   2.888E-09   4.549E-06 
          32      SISMAY LinRespSpec         Max    0.000379    0.002902    0.000068    0.000129   9.330E-07 
          32        TERM   LinStatic               -0.000643   -0.000747    0.000747    0.000073  -1.399E-06 
          32       COMB1 Combination         Max   -0.000679   -0.000734   -0.007240   -0.001190   -0.000011 
          32       COMB1 Combination         Min   -0.000679   -0.000734   -0.007240   -0.001190   -0.000011 
          32       COMB2 Combination         Max   -0.000691   -0.000727   -0.007993   -0.001836   -0.000013 
          32       COMB2 Combination         Min   -0.000691   -0.000727   -0.007993   -0.001836   -0.000013 
          32       COMB3 Combination         Max   -0.000800   -0.000736   -0.007055   -0.001031   -0.000011 
          32       COMB3 Combination         Min   -0.000800   -0.000736   -0.007055   -0.001031   -0.000011 
          32       COMB4 Combination         Max   -0.000790    0.000775   -0.007034   -0.001054   -0.000011 
          32       COMB4 Combination         Min   -0.000790    0.000775   -0.007034   -0.001054   -0.000011 
          32       COMB5 Combination         Max   -0.000812   -0.000729   -0.007808   -0.001677   -0.000013 
          32       COMB5 Combination         Min   -0.000812   -0.000729   -0.007808   -0.001677   -0.000013 
          32       COMB6 Combination         Max   -0.000802    0.000782   -0.007787   -0.001700   -0.000013 
          32       COMB6 Combination         Min   -0.000802    0.000782   -0.007787   -0.001700   -0.000013 
          32       COMB7 Combination         Max    0.000607    0.000761   -0.008735   -0.001335  -8.508E-06 
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          32       COMB7 Combination         Min    0.000607    0.000761   -0.008735   -0.001335  -8.508E-06 
          32       COMB8 Combination         Max    0.000595    0.000768   -0.009488   -0.001981   -0.000011 
          32       COMB8 Combination         Min    0.000595    0.000768   -0.009488   -0.001981   -0.000011 
          32       COMB9 Combination         Max    0.000486    0.000759   -0.008550   -0.001176  -8.236E-06 
          32       COMB9 Combination         Min    0.000486    0.000759   -0.008550   -0.001176  -8.236E-06 
          32      COMB10 Combination         Max    0.000496    0.002270   -0.008528   -0.001199  -7.710E-06 
          32      COMB10 Combination         Min    0.000496    0.002270   -0.008528   -0.001199  -7.710E-06 
          32      COMB11 Combination         Max    0.000474    0.000766   -0.009303   -0.001822   -0.000010 
          32      COMB11 Combination         Min    0.000474    0.000766   -0.009303   -0.001822   -0.000010 
          32      COMB12 Combination         Max    0.000484    0.002277   -0.009281   -0.001845  -9.903E-06 
          32      COMB12 Combination         Min    0.000484    0.002277   -0.009281   -0.001845  -9.903E-06 
          32      COMB13 Combination         Max    0.002044    0.000020   -0.008734   -0.001908  -7.551E-06 
          32      COMB13 Combination         Min   -0.002140    0.000020   -0.008747   -0.001908   -0.000017 
          32      COMB14 Combination         Max    0.000331    0.002922   -0.008673   -0.001780   -0.000011 
          32      COMB14 Combination         Min   -0.000427   -0.002882   -0.008808   -0.002037   -0.000013 
          32         INV Combination         Max    0.002044    0.002922   -0.007034   -0.001031  -7.551E-06 
          32         INV Combination         Min   -0.002140   -0.002882   -0.009488   -0.002037   -0.000017 
          33          PP   LinStatic               -0.000018   3.410E-06   -0.006249   -0.000288  -6.433E-06 
          33        PERM   LinStatic               -0.000018    0.000010   -0.001708   -0.000856  -3.854E-06 
          33        NEVE   LinStatic               -0.000012   7.027E-06   -0.000741   -0.000586  -2.637E-06 
          33      VENTOX   LinStatic               -0.000121  -1.683E-06    0.000182    0.000144   5.649E-07 
          33      VENTOY   LinStatic               -0.000111    0.001474    0.000202    0.000148   1.175E-06 
          33      SISMAX LinRespSpec         Max    0.002092   6.707E-08   4.231E-06   7.109E-09   1.491E-06 
          33      SISMAY LinRespSpec         Max    0.000379    0.002798    0.000063    0.000197   1.732E-06 
          33        TERM   LinStatic               -0.000269   -0.000747    0.000748    0.000089  -2.194E-07 
          33       COMB1 Combination         Max   -0.000305   -0.000734   -0.007208   -0.001056   -0.000011 
          33       COMB1 Combination         Min   -0.000305   -0.000734   -0.007208   -0.001056   -0.000011 
          33       COMB2 Combination         Max   -0.000317   -0.000727   -0.007949   -0.001642   -0.000013 
          33       COMB2 Combination         Min   -0.000317   -0.000727   -0.007949   -0.001642   -0.000013 
          33       COMB3 Combination         Max   -0.000425   -0.000735   -0.007026   -0.000912  -9.941E-06 
          33       COMB3 Combination         Min   -0.000425   -0.000735   -0.007026   -0.000912  -9.941E-06 
          33       COMB4 Combination         Max   -0.000416    0.000741   -0.007006   -0.000908  -9.330E-06 
          33       COMB4 Combination         Min   -0.000416    0.000741   -0.007006   -0.000908  -9.330E-06 
          33       COMB5 Combination         Max   -0.000438   -0.000728   -0.007766   -0.001498   -0.000013 
          33       COMB5 Combination         Min   -0.000438   -0.000728   -0.007766   -0.001498   -0.000013 
          33       COMB6 Combination         Max   -0.000428    0.000748   -0.007747   -0.001494   -0.000012 
          33       COMB6 Combination         Min   -0.000428    0.000748   -0.007747   -0.001494   -0.000012 
          33       COMB7 Combination         Max    0.000233    0.000761   -0.008705   -0.001233   -0.000010 
          33       COMB7 Combination         Min    0.000233    0.000761   -0.008705   -0.001233   -0.000010 
          33       COMB8 Combination         Max    0.000221    0.000768   -0.009445   -0.001819   -0.000013 
          33       COMB8 Combination         Min    0.000221    0.000768   -0.009445   -0.001819   -0.000013 
          33       COMB9 Combination         Max    0.000112    0.000759   -0.008522   -0.001089  -9.502E-06 
          33       COMB9 Combination         Min    0.000112    0.000759   -0.008522   -0.001089  -9.502E-06 
          33      COMB10 Combination         Max    0.000122    0.002235   -0.008503   -0.001085  -8.891E-06 
          33      COMB10 Combination         Min    0.000122    0.002235   -0.008503   -0.001085  -8.891E-06 
          33      COMB11 Combination         Max    0.000100    0.000766   -0.009263   -0.001675   -0.000012 
          33      COMB11 Combination         Min    0.000100    0.000766   -0.009263   -0.001675   -0.000012 
          33      COMB12 Combination         Max    0.000109    0.002242   -0.009243   -0.001671   -0.000012 
          33      COMB12 Combination         Min    0.000109    0.002242   -0.009243   -0.001671   -0.000012 
          33      COMB13 Combination         Max    0.002044    0.000021   -0.008693   -0.001730   -0.000011 
          33      COMB13 Combination         Min   -0.002140    0.000021   -0.008701   -0.001730   -0.000014 
          33      COMB14 Combination         Max    0.000331    0.002819   -0.008634   -0.001534   -0.000011 
          33      COMB14 Combination         Min   -0.000427   -0.002778   -0.008760   -0.001927   -0.000015 
          33         INV Combination         Max    0.002044    0.002819   -0.007006   -0.000908  -8.891E-06 
          33         INV Combination         Min   -0.002140   -0.002778   -0.009445   -0.001927   -0.000015 
          34          PP   LinStatic               -0.000018   3.356E-06   -0.006230   -0.000318  -6.513E-06 
          34        PERM   LinStatic               -0.000018    0.000010   -0.001706   -0.000945  -4.558E-06 
          34        NEVE   LinStatic               -0.000012   6.859E-06   -0.000740   -0.000647  -3.119E-06 
          34      VENTOX   LinStatic               -0.000121  -1.634E-06    0.000182    0.000159   5.046E-07 
          34      VENTOY   LinStatic               -0.000111    0.001420    0.000200    0.000140   1.190E-06 
          34      SISMAX LinRespSpec         Max    0.002092   7.774E-08   1.584E-06   8.310E-09   4.633E-06 
          34      SISMAY LinRespSpec         Max    0.000379    0.002673    0.000059    0.000118   1.487E-06 
          34        TERM   LinStatic                0.000106   -0.000747    0.000748    0.000073   2.458E-07 
          34       COMB1 Combination         Max    0.000069   -0.000734   -0.007188   -0.001190   -0.000011 
          34       COMB1 Combination         Min    0.000069   -0.000734   -0.007188   -0.001190   -0.000011 
          34       COMB2 Combination         Max    0.000057   -0.000727   -0.007928   -0.001837   -0.000014 
          34       COMB2 Combination         Min    0.000057   -0.000727   -0.007928   -0.001837   -0.000014 
          34       COMB3 Combination         Max   -0.000051   -0.000736   -0.007006   -0.001031   -0.000010 
          34       COMB3 Combination         Min   -0.000051   -0.000736   -0.007006   -0.001031   -0.000010 
          34       COMB4 Combination         Max   -0.000042    0.000686   -0.006987   -0.001050  -9.635E-06 
          34       COMB4 Combination         Min   -0.000042    0.000686   -0.006987   -0.001050  -9.635E-06 
          34       COMB5 Combination         Max   -0.000063   -0.000729   -0.007745   -0.001677   -0.000013 
          34       COMB5 Combination         Min   -0.000063   -0.000729   -0.007745   -0.001677   -0.000013 
          34       COMB6 Combination         Max   -0.000054    0.000693   -0.007727   -0.001697   -0.000013 
          34       COMB6 Combination         Min   -0.000054    0.000693   -0.007727   -0.001697   -0.000013 
          34       COMB7 Combination         Max   -0.000142    0.000761   -0.008684   -0.001335   -0.000011 
          34       COMB7 Combination         Min   -0.000142    0.000761   -0.008684   -0.001335   -0.000011 
          34       COMB8 Combination         Max   -0.000154    0.000768   -0.009424   -0.001982   -0.000014 
          34       COMB8 Combination         Min   -0.000154    0.000768   -0.009424   -0.001982   -0.000014 
          34       COMB9 Combination         Max   -0.000262    0.000759   -0.008502   -0.001176   -0.000011 
          34       COMB9 Combination         Min   -0.000262    0.000759   -0.008502   -0.001176   -0.000011 
          34      COMB10 Combination         Max   -0.000253    0.002181   -0.008483   -0.001195   -0.000010 
          34      COMB10 Combination         Min   -0.000253    0.002181   -0.008483   -0.001195   -0.000010 
          34      COMB11 Combination         Max   -0.000274    0.000766   -0.009241   -0.001822   -0.000014 
          34      COMB11 Combination         Min   -0.000274    0.000766   -0.009241   -0.001822   -0.000014 
          34      COMB12 Combination         Max   -0.000265    0.002188   -0.009223   -0.001842   -0.000013 
          34      COMB12 Combination         Min   -0.000265    0.002188   -0.009223   -0.001842   -0.000013 
          34      COMB13 Combination         Max    0.002044    0.000020   -0.008674   -0.001909  -9.556E-06 
          34      COMB13 Combination         Min   -0.002140    0.000020   -0.008677   -0.001909   -0.000019 
          34      COMB14 Combination         Max    0.000331    0.002694   -0.008617   -0.001791   -0.000013 
          34      COMB14 Combination         Min   -0.000427   -0.002653   -0.008734   -0.002027   -0.000016 
          34         INV Combination         Max    0.002044    0.002694   -0.006987   -0.001031  -9.556E-06 
          34         INV Combination         Min   -0.002140   -0.002653   -0.009424   -0.002027   -0.000019 
          35          PP   LinStatic               -0.000018   3.499E-06   -0.006216   -0.000286  -6.432E-06 
          35        PERM   LinStatic               -0.000018    0.000010   -0.001685   -0.000844  -5.436E-06 
          35        NEVE   LinStatic               -0.000012   7.024E-06   -0.000725   -0.000577  -3.719E-06 
          35      VENTOX   LinStatic               -0.000121  -1.751E-06    0.000179    0.000142   8.281E-07 
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          35      VENTOY   LinStatic               -0.000111    0.001349    0.000195    0.000154   1.636E-06 
          35      SISMAX LinRespSpec         Max    0.002092   3.339E-08   1.055E-06   1.567E-08   1.365E-06 
          35      SISMAY LinRespSpec         Max    0.000379    0.002531    0.000053    0.000177   2.349E-06 
          35        TERM   LinStatic                0.000480   -0.000747    0.000748    0.000088   2.328E-07 
          35       COMB1 Combination         Max    0.000444   -0.000734   -0.007153   -0.001042   -0.000012 
          35       COMB1 Combination         Min    0.000444   -0.000734   -0.007153   -0.001042   -0.000012 
          35       COMB2 Combination         Max    0.000431   -0.000727   -0.007878   -0.001619   -0.000015 
          35       COMB2 Combination         Min    0.000431   -0.000727   -0.007878   -0.001619   -0.000015 
          35       COMB3 Combination         Max    0.000323   -0.000735   -0.006974   -0.000900   -0.000011 
          35       COMB3 Combination         Min    0.000323   -0.000735   -0.006974   -0.000900   -0.000011 
          35       COMB4 Combination         Max    0.000332    0.000616   -0.006958   -0.000888   -0.000010 
          35       COMB4 Combination         Min    0.000332    0.000616   -0.006958   -0.000888   -0.000010 
          35       COMB5 Combination         Max    0.000311   -0.000728   -0.007699   -0.001477   -0.000015 
          35       COMB5 Combination         Min    0.000311   -0.000728   -0.007699   -0.001477   -0.000015 
          35       COMB6 Combination         Max    0.000320    0.000623   -0.007683   -0.001465   -0.000014 
          35       COMB6 Combination         Min    0.000320    0.000623   -0.007683   -0.001465   -0.000014 
          35       COMB7 Combination         Max   -0.000516    0.000761   -0.008649   -0.001218   -0.000012 
          35       COMB7 Combination         Min   -0.000516    0.000761   -0.008649   -0.001218   -0.000012 
          35       COMB8 Combination         Max   -0.000528    0.000768   -0.009374   -0.001795   -0.000016 
          35       COMB8 Combination         Min   -0.000528    0.000768   -0.009374   -0.001795   -0.000016 
          35       COMB9 Combination         Max   -0.000637    0.000759   -0.008470   -0.001075   -0.000011 
          35       COMB9 Combination         Min   -0.000637    0.000759   -0.008470   -0.001075   -0.000011 
          35      COMB10 Combination         Max   -0.000627    0.002110   -0.008454   -0.001064   -0.000010 
          35      COMB10 Combination         Min   -0.000627    0.002110   -0.008454   -0.001064   -0.000010 
          35      COMB11 Combination         Max   -0.000649    0.000766   -0.009195   -0.001653   -0.000015 
          35      COMB11 Combination         Min   -0.000649    0.000766   -0.009195   -0.001653   -0.000015 
          35      COMB12 Combination         Max   -0.000639    0.002117   -0.009179   -0.001641   -0.000014 
          35      COMB12 Combination         Min   -0.000639    0.002117   -0.009179   -0.001641   -0.000014 
          35      COMB13 Combination         Max    0.002044    0.000021   -0.008625   -0.001707   -0.000014 
          35      COMB13 Combination         Min   -0.002140    0.000021   -0.008627   -0.001707   -0.000017 
          35      COMB14 Combination         Max    0.000331    0.002551   -0.008573   -0.001530   -0.000013 
          35      COMB14 Combination         Min   -0.000427   -0.002510   -0.008679   -0.001884   -0.000018 
          35         INV Combination         Max    0.002044    0.002551   -0.006958   -0.000888   -0.000010 
          35         INV Combination         Min   -0.002140   -0.002510   -0.009374   -0.001884   -0.000018 
          36          PP   LinStatic               -0.000018   3.335E-06   -0.006198   -0.000313  -5.974E-06 
          36        PERM   LinStatic               -0.000018   9.422E-06   -0.001678   -0.000916  -7.065E-06 
          36        NEVE   LinStatic               -0.000012   6.447E-06   -0.000721   -0.000627  -4.834E-06 
          36      VENTOX   LinStatic               -0.000121  -1.948E-06    0.000178    0.000154   8.435E-07 
          36      VENTOY   LinStatic               -0.000111    0.001263    0.000192    0.000141   1.826E-06 
          36      SISMAX LinRespSpec         Max    0.002092   5.158E-07   2.743E-06   2.838E-08   3.893E-06 
          36      SISMAY LinRespSpec         Max    0.000379    0.002375    0.000047    0.000103   2.233E-06 
          36        TERM   LinStatic                0.000854   -0.000748    0.000748    0.000071   1.181E-06 
          36       COMB1 Combination         Max    0.000818   -0.000735   -0.007128   -0.001158   -0.000012 
          36       COMB1 Combination         Min    0.000818   -0.000735   -0.007128   -0.001158   -0.000012 
          36       COMB2 Combination         Max    0.000806   -0.000728   -0.007849   -0.001785   -0.000017 
          36       COMB2 Combination         Min    0.000806   -0.000728   -0.007849   -0.001785   -0.000017 
          36       COMB3 Combination         Max    0.000697   -0.000737   -0.006951   -0.001004   -0.000011 
          36       COMB3 Combination         Min    0.000697   -0.000737   -0.006951   -0.001004   -0.000011 
          36       COMB4 Combination         Max    0.000707    0.000529   -0.006936   -0.001017   -0.000010 
          36       COMB4 Combination         Min    0.000707    0.000529   -0.006936   -0.001017   -0.000010 
          36       COMB5 Combination         Max    0.000685   -0.000730   -0.007671   -0.001631   -0.000016 
          36       COMB5 Combination         Min    0.000685   -0.000730   -0.007671   -0.001631   -0.000016 
          36       COMB6 Combination         Max    0.000694    0.000535   -0.007657   -0.001644   -0.000015 
          36       COMB6 Combination         Min    0.000694    0.000535   -0.007657   -0.001644   -0.000015 
          36       COMB7 Combination         Max   -0.000890    0.000760   -0.008624   -0.001301   -0.000014 
          36       COMB7 Combination         Min   -0.000890    0.000760   -0.008624   -0.001301   -0.000014 
          36       COMB8 Combination         Max   -0.000902    0.000767   -0.009345   -0.001928   -0.000019 
          36       COMB8 Combination         Min   -0.000902    0.000767   -0.009345   -0.001928   -0.000019 
          36       COMB9 Combination         Max   -0.001011    0.000758   -0.008446   -0.001147   -0.000013 
          36       COMB9 Combination         Min   -0.001011    0.000758   -0.008446   -0.001147   -0.000013 
          36      COMB10 Combination         Max   -0.001002    0.002024   -0.008432   -0.001160   -0.000012 
          36      COMB10 Combination         Min   -0.001002    0.002024   -0.008432   -0.001160   -0.000012 
          36      COMB11 Combination         Max   -0.001023    0.000765   -0.009167   -0.001774   -0.000018 
          36      COMB11 Combination         Min   -0.001023    0.000765   -0.009167   -0.001774   -0.000018 
          36      COMB12 Combination         Max   -0.001014    0.002030   -0.009153   -0.001787   -0.000017 
          36      COMB12 Combination         Min   -0.001014    0.002030   -0.009153   -0.001787   -0.000017 
          36      COMB13 Combination         Max    0.002044    0.000020   -0.008594   -0.001857   -0.000014 
          36      COMB13 Combination         Min   -0.002140    0.000019   -0.008600   -0.001857   -0.000022 
          36      COMB14 Combination         Max    0.000331    0.002395   -0.008550   -0.001753   -0.000016 
          36      COMB14 Combination         Min   -0.000427   -0.002356   -0.008644   -0.001960   -0.000020 
          36         INV Combination         Max    0.002044    0.002395   -0.006936   -0.001004   -0.000010 
          36         INV Combination         Min   -0.002140   -0.002356   -0.009345   -0.001960   -0.000022 
          37          PP   LinStatic               -0.000018   3.030E-06   -0.006184   -0.000264  -8.125E-06 
          37        PERM   LinStatic               -0.000018   8.009E-06   -0.001648   -0.000692   -0.000011 
          37        NEVE   LinStatic               -0.000012   5.480E-06   -0.000700   -0.000473  -7.288E-06 
          37      VENTOX   LinStatic               -0.000121  -2.378E-06    0.000173    0.000117   1.504E-06 
          37      VENTOY   LinStatic               -0.000112    0.001169    0.000185    0.000137   2.564E-06 
          37      SISMAX LinRespSpec         Max    0.002092   1.465E-06   2.766E-06   3.134E-07   2.685E-07 
          37      SISMAY LinRespSpec         Max    0.000379    0.002217    0.000039    0.000150   2.812E-06 
          37        TERM   LinStatic                0.001228   -0.000748    0.000749    0.000081  -9.669E-08 
          37       COMB1 Combination         Max    0.001192   -0.000737   -0.007083   -0.000875   -0.000019 
          37       COMB1 Combination         Min    0.001192   -0.000737   -0.007083   -0.000875   -0.000019 
          37       COMB2 Combination         Max    0.001180   -0.000731   -0.007782   -0.001348   -0.000026 
          37       COMB2 Combination         Min    0.001180   -0.000731   -0.007782   -0.001348   -0.000026 
          37       COMB3 Combination         Max    0.001071   -0.000739   -0.006910   -0.000758   -0.000017 
          37       COMB3 Combination         Min    0.001071   -0.000739   -0.006910   -0.000758   -0.000017 
          37       COMB4 Combination         Max    0.001081    0.000433   -0.006898   -0.000737   -0.000016 
          37       COMB4 Combination         Min    0.001081    0.000433   -0.006898   -0.000737   -0.000016 
          37       COMB5 Combination         Max    0.001059   -0.000734   -0.007609   -0.001231   -0.000025 
          37       COMB5 Combination         Min    0.001059   -0.000734   -0.007609   -0.001231   -0.000025 
          37       COMB6 Combination         Max    0.001069    0.000438   -0.007598   -0.001211   -0.000024 
          37       COMB6 Combination         Min    0.001069    0.000438   -0.007598   -0.001211   -0.000024 
          37       COMB7 Combination         Max   -0.001265    0.000759   -0.008581   -0.001038   -0.000019 
          37       COMB7 Combination         Min   -0.001265    0.000759   -0.008581   -0.001038   -0.000019 
          37       COMB8 Combination         Max   -0.001277    0.000764   -0.009281   -0.001511   -0.000026 
          37       COMB8 Combination         Min   -0.001277    0.000764   -0.009281   -0.001511   -0.000026 
          37       COMB9 Combination         Max   -0.001386    0.000757   -0.008408   -0.000921   -0.000017 
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          37       COMB9 Combination         Min   -0.001386    0.000757   -0.008408   -0.000921   -0.000017 
          37      COMB10 Combination         Max   -0.001376    0.001928   -0.008397   -0.000900   -0.000016 
          37      COMB10 Combination         Min   -0.001376    0.001928   -0.008397   -0.000900   -0.000016 
          37      COMB11 Combination         Max   -0.001398    0.000762   -0.009108   -0.001394   -0.000024 
          37      COMB11 Combination         Min   -0.001398    0.000762   -0.009108   -0.001394   -0.000024 
          37      COMB12 Combination         Max   -0.001388    0.001934   -0.009096   -0.001374   -0.000023 
          37      COMB12 Combination         Min   -0.001388    0.001934   -0.009096   -0.001374   -0.000023 
          37      COMB13 Combination         Max    0.002044    0.000018   -0.008529   -0.001429   -0.000026 
          37      COMB13 Combination         Min   -0.002140    0.000015   -0.008534   -0.001430   -0.000026 
          37      COMB14 Combination         Max    0.000331    0.002234   -0.008492   -0.001280   -0.000023 
          37      COMB14 Combination         Min   -0.000427   -0.002201   -0.008571   -0.001579   -0.000029 
          37         INV Combination         Max    0.002044    0.002234   -0.006898   -0.000737   -0.000016 
          37         INV Combination         Min   -0.002140   -0.002201   -0.009281   -0.001579   -0.000029 
          38          PP   LinStatic               -0.000018   1.852E-06   -0.006149   -0.000270   -0.000020 
          38        PERM   LinStatic               -0.000018   4.570E-06   -0.001625   -0.000610   -0.000014 
          38        NEVE   LinStatic               -0.000012   3.127E-06   -0.000684   -0.000417  -9.905E-06 
          38      VENTOX   LinStatic               -0.000121  -2.087E-06    0.000170    0.000103   2.134E-06 
          38      VENTOY   LinStatic               -0.000112    0.001073    0.000180    0.000091   2.299E-06 
          38      SISMAX LinRespSpec         Max    0.002092   1.873E-06   4.860E-06   7.616E-07   6.512E-06 
          38      SISMAY LinRespSpec         Max    0.000379    0.002067    0.000034    0.000079   7.728E-07 
          38        TERM   LinStatic                0.001603   -0.000749    0.000746    0.000058   6.450E-06 
          38       COMB1 Combination         Max    0.001567   -0.000743   -0.007028   -0.000822   -0.000028 
          38       COMB1 Combination         Min    0.001567   -0.000743   -0.007028   -0.000822   -0.000028 
          38       COMB2 Combination         Max    0.001555   -0.000739   -0.007712   -0.001239   -0.000038 
          38       COMB2 Combination         Min    0.001555   -0.000739   -0.007712   -0.001239   -0.000038 
          38       COMB3 Combination         Max    0.001446   -0.000745   -0.006858   -0.000719   -0.000026 
          38       COMB3 Combination         Min    0.001446   -0.000745   -0.006858   -0.000719   -0.000026 
          38       COMB4 Combination         Max    0.001455    0.000331   -0.006848   -0.000730   -0.000026 
          38       COMB4 Combination         Min    0.001455    0.000331   -0.006848   -0.000730   -0.000026 
          38       COMB5 Combination         Max    0.001433   -0.000742   -0.007542   -0.001136   -0.000036 
          38       COMB5 Combination         Min    0.001433   -0.000742   -0.007542   -0.001136   -0.000036 
          38       COMB6 Combination         Max    0.001443    0.000334   -0.007532   -0.001147   -0.000036 
          38       COMB6 Combination         Min    0.001443    0.000334   -0.007532   -0.001147   -0.000036 
          38       COMB7 Combination         Max   -0.001639    0.000755   -0.008520   -0.000938   -0.000041 
          38       COMB7 Combination         Min   -0.001639    0.000755   -0.008520   -0.000938   -0.000041 
          38       COMB8 Combination         Max   -0.001651    0.000759   -0.009204   -0.001355   -0.000051 
          38       COMB8 Combination         Min   -0.001651    0.000759   -0.009204   -0.001355   -0.000051 
          38       COMB9 Combination         Max   -0.001760    0.000753   -0.008350   -0.000835   -0.000039 
          38       COMB9 Combination         Min   -0.001760    0.000753   -0.008350   -0.000835   -0.000039 
          38      COMB10 Combination         Max   -0.001751    0.001829   -0.008341   -0.000847   -0.000039 
          38      COMB10 Combination         Min   -0.001751    0.001829   -0.008341   -0.000847   -0.000039 
          38      COMB11 Combination         Max   -0.001772    0.000756   -0.009034   -0.001252   -0.000049 
          38      COMB11 Combination         Min   -0.001772    0.000756   -0.009034   -0.001252   -0.000049 
          38      COMB12 Combination         Max   -0.001763    0.001832   -0.009025   -0.001264   -0.000048 
          38      COMB12 Combination         Min   -0.001763    0.001832   -0.009025   -0.001264   -0.000048 
          38      COMB13 Combination         Max    0.002044    0.000011   -0.008453   -0.001296   -0.000038 
          38      COMB13 Combination         Min   -0.002141   7.677E-06   -0.008463   -0.001298   -0.000051 
          38      COMB14 Combination         Max    0.000331    0.002076   -0.008424   -0.001218   -0.000044 
          38      COMB14 Combination         Min   -0.000428   -0.002057   -0.008493   -0.001376   -0.000045 
          38         INV Combination         Max    0.002044    0.002076   -0.006848   -0.000719   -0.000026 
          38         INV Combination         Min   -0.002141   -0.002057   -0.009204   -0.001376   -0.000051 
          39          PP   LinStatic               -0.000018   6.574E-08   -0.006079   -0.000037   -0.000038 
          39        PERM   LinStatic               -0.000018   9.112E-08   -0.001569   -0.000015   -0.000026 
          39        NEVE   LinStatic               -0.000012   6.235E-08   -0.000646   -0.000010   -0.000018 
          39      VENTOX   LinStatic               -0.000121   9.800E-08    0.000159   2.698E-06   6.307E-06 
          39      VENTOY   LinStatic               -0.000112    0.000988    0.000171  -4.288E-06   3.443E-06 
          39      SISMAX LinRespSpec         Max    0.002092   1.647E-07    0.000028   4.670E-06    0.000020 
          39      SISMAY LinRespSpec         Max    0.000379    0.001939    0.000034    0.000020   1.411E-06 
          39        TERM   LinStatic                0.001978   -0.000750    0.000721    0.000012    0.000020 
          39       COMB1 Combination         Max    0.001941   -0.000750   -0.006927   -0.000040   -0.000043 
          39       COMB1 Combination         Min    0.001941   -0.000750   -0.006927   -0.000040   -0.000043 
          39       COMB2 Combination         Max    0.001929   -0.000749   -0.007573   -0.000050   -0.000061 
          39       COMB2 Combination         Min    0.001929   -0.000749   -0.007573   -0.000050   -0.000061 
          39       COMB3 Combination         Max    0.001820   -0.000749   -0.006769   -0.000037   -0.000037 
          39       COMB3 Combination         Min    0.001820   -0.000749   -0.006769   -0.000037   -0.000037 
          39       COMB4 Combination         Max    0.001830    0.000239   -0.006756   -0.000044   -0.000040 
          39       COMB4 Combination         Min    0.001830    0.000239   -0.006756   -0.000044   -0.000040 
          39       COMB5 Combination         Max    0.001808   -0.000749   -0.007414   -0.000047   -0.000055 
          39       COMB5 Combination         Min    0.001808   -0.000749   -0.007414   -0.000047   -0.000055 
          39       COMB6 Combination         Max    0.001817    0.000239   -0.007402   -0.000054   -0.000058 
          39       COMB6 Combination         Min    0.001817    0.000239   -0.007402   -0.000054   -0.000058 
          39       COMB7 Combination         Max   -0.002014    0.000750   -0.008369   -0.000064   -0.000084 
          39       COMB7 Combination         Min   -0.002014    0.000750   -0.008369   -0.000064   -0.000084 
          39       COMB8 Combination         Max   -0.002026    0.000750   -0.009014   -0.000074   -0.000102 
          39       COMB8 Combination         Min   -0.002026    0.000750   -0.009014   -0.000074   -0.000102 
          39       COMB9 Combination         Max   -0.002135    0.000750   -0.008210   -0.000061   -0.000078 
          39       COMB9 Combination         Min   -0.002135    0.000750   -0.008210   -0.000061   -0.000078 
          39      COMB10 Combination         Max   -0.002126    0.001738   -0.008197   -0.000068   -0.000081 
          39      COMB10 Combination         Min   -0.002126    0.001738   -0.008197   -0.000068   -0.000081 
          39      COMB11 Combination         Max   -0.002147    0.000750   -0.008856   -0.000071   -0.000096 
          39      COMB11 Combination         Min   -0.002147    0.000750   -0.008856   -0.000071   -0.000096 
          39      COMB12 Combination         Max   -0.002138    0.001738   -0.008843   -0.000078   -0.000098 
          39      COMB12 Combination         Min   -0.002138    0.001738   -0.008843   -0.000078   -0.000098 
          39      COMB13 Combination         Max    0.002044   3.839E-07   -0.008266   -0.000057   -0.000062 
          39      COMB13 Combination         Min   -0.002141   5.455E-08   -0.008322   -0.000067   -0.000101 
          39      COMB14 Combination         Max    0.000331    0.001939   -0.008260   -0.000042   -0.000080 
          39      COMB14 Combination         Min   -0.000428   -0.001939   -0.008328   -0.000082   -0.000083 
          39         INV Combination         Max    0.002044    0.001939   -0.006756   -0.000037   -0.000037 
          39         INV Combination         Min   -0.002147   -0.001939   -0.009014   -0.000082   -0.000102 
          40          PP   LinStatic               -0.000017   3.384E-08   -0.006136   -0.000011   -0.000030 
          40        PERM   LinStatic               -0.000015   4.548E-08   -0.001581   9.191E-07   -0.000021 
          40        NEVE   LinStatic               -0.000010   3.112E-08   -0.000654   6.289E-07   -0.000014 
          40      VENTOX   LinStatic               -0.000127   4.900E-08    0.000161  -3.385E-08    0.000078 
          40      VENTOY   LinStatic               -0.000048    0.000988    0.000164  -2.692E-06   1.673E-06 
          40      SISMAX LinRespSpec         Max    0.002100   8.260E-08    0.000018   3.088E-06    0.000173 
          40      SISMAY LinRespSpec         Max    0.000185    0.001939   7.520E-06   6.440E-06   6.259E-06 
          40        TERM   LinStatic                0.001976   -0.000375    0.000739   4.284E-06    0.000164 
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          40       COMB1 Combination         Max    0.001943   -0.000375   -0.006977  -5.797E-06    0.000112 
          40       COMB1 Combination         Min    0.001943   -0.000375   -0.006977  -5.797E-06    0.000112 
          40       COMB2 Combination         Max    0.001933   -0.000375   -0.007631  -5.168E-06    0.000098 
          40       COMB2 Combination         Min    0.001933   -0.000375   -0.007631  -5.168E-06    0.000098 
          40       COMB3 Combination         Max    0.001816   -0.000375   -0.006816  -5.831E-06    0.000191 
          40       COMB3 Combination         Min    0.001816   -0.000375   -0.006816  -5.831E-06    0.000191 
          40       COMB4 Combination         Max    0.001896    0.000613   -0.006813  -8.489E-06    0.000114 
          40       COMB4 Combination         Min    0.001896    0.000613   -0.006813  -8.489E-06    0.000114 
          40       COMB5 Combination         Max    0.001806   -0.000375   -0.007470  -5.202E-06    0.000176 
          40       COMB5 Combination         Min    0.001806   -0.000375   -0.007470  -5.202E-06    0.000176 
          40       COMB6 Combination         Max    0.001885    0.000613   -0.007467  -7.860E-06    0.000100 
          40       COMB6 Combination         Min    0.001885    0.000613   -0.007467  -7.860E-06    0.000100 
          40       COMB7 Combination         Max   -0.002008    0.000375   -0.008456   -0.000014   -0.000215 
          40       COMB7 Combination         Min   -0.002008    0.000375   -0.008456   -0.000014   -0.000215 
          40       COMB8 Combination         Max   -0.002018    0.000375   -0.009110   -0.000014   -0.000230 
          40       COMB8 Combination         Min   -0.002018    0.000375   -0.009110   -0.000014   -0.000230 
          40       COMB9 Combination         Max   -0.002135    0.000375   -0.008295   -0.000014   -0.000137 
          40       COMB9 Combination         Min   -0.002135    0.000375   -0.008295   -0.000014   -0.000137 
          40      COMB10 Combination         Max   -0.002056    0.001363   -0.008292   -0.000017   -0.000214 
          40      COMB10 Combination         Min   -0.002056    0.001363   -0.008292   -0.000017   -0.000214 
          40      COMB11 Combination         Max   -0.002145    0.000375   -0.008949   -0.000014   -0.000151 
          40      COMB11 Combination         Min   -0.002145    0.000375   -0.008949   -0.000014   -0.000151 
          40      COMB12 Combination         Max   -0.002066    0.001363   -0.008946   -0.000016   -0.000228 
          40      COMB12 Combination         Min   -0.002066    0.001363   -0.008946   -0.000016   -0.000228 
          40      COMB13 Combination         Max    0.002058   1.930E-07   -0.008353  -6.363E-06    0.000107 
          40      COMB13 Combination         Min   -0.002142   2.784E-08   -0.008388   -0.000013   -0.000239 
          40      COMB14 Combination         Max    0.000143    0.001939   -0.008363  -3.011E-06   -0.000060 
          40      COMB14 Combination         Min   -0.000228   -0.001939   -0.008378   -0.000016   -0.000072 
          40         INV Combination         Max    0.002058    0.001939   -0.006813  -3.011E-06    0.000191 
          40         INV Combination         Min   -0.002145   -0.001939   -0.009110   -0.000017   -0.000239 
          41          PP   LinStatic               -0.000017   3.218E-17   -0.006146  -1.123E-17   -0.000028 
          41        PERM   LinStatic               -0.000014   6.497E-18   -0.001578  -2.969E-18   -0.000020 
          41        NEVE   LinStatic              -9.602E-06   2.247E-18   -0.000652  -1.269E-18   -0.000013 
          41      VENTOX   LinStatic               -0.000130  -8.010E-18    0.000161   2.990E-19    0.000101 
          41      VENTOY   LinStatic               3.453E-06    0.000988    0.000161  -1.272E-06   3.469E-06 
          41      SISMAX LinRespSpec         Max    0.002104   4.070E-13    0.000014   2.240E-13    0.000221 
          41      SISMAY LinRespSpec         Max   3.709E-12    0.001939   2.985E-12   3.175E-06   7.402E-13 
          41        TERM   LinStatic                0.001974   1.451E-17    0.000744  -1.550E-19    0.000209 
          41       COMB1 Combination         Max    0.001944   5.318E-17   -0.006981  -1.436E-17    0.000161 
          41       COMB1 Combination         Min    0.001944   5.318E-17   -0.006981  -1.436E-17    0.000161 
          41       COMB2 Combination         Max    0.001934   5.543E-17   -0.007633  -1.562E-17    0.000148 
          41       COMB2 Combination         Min    0.001934   5.543E-17   -0.007633  -1.562E-17    0.000148 
          41       COMB3 Combination         Max    0.001813   4.517E-17   -0.006820  -1.406E-17    0.000262 
          41       COMB3 Combination         Min    0.001813   4.517E-17   -0.006820  -1.406E-17    0.000262 
          41       COMB4 Combination         Max    0.001947    0.000988   -0.006820  -1.272E-06    0.000164 
          41       COMB4 Combination         Min    0.001947    0.000988   -0.006820  -1.272E-06    0.000164 
          41       COMB5 Combination         Max    0.001804   4.742E-17   -0.007472  -1.533E-17    0.000249 
          41       COMB5 Combination         Min    0.001804   4.742E-17   -0.007472  -1.533E-17    0.000249 
          41       COMB6 Combination         Max    0.001937    0.000988   -0.007472  -1.272E-06    0.000151 
          41       COMB6 Combination         Min    0.001937    0.000988   -0.007472  -1.272E-06    0.000151 
          41       COMB7 Combination         Max   -0.002005   2.417E-17   -0.008468  -1.405E-17   -0.000256 
          41       COMB7 Combination         Min   -0.002005   2.417E-17   -0.008468  -1.405E-17   -0.000256 
          41       COMB8 Combination         Max   -0.002015   2.642E-17   -0.009120  -1.531E-17   -0.000269 
          41       COMB8 Combination         Min   -0.002015   2.642E-17   -0.009120  -1.531E-17   -0.000269 
          41       COMB9 Combination         Max   -0.002136   1.616E-17   -0.008307  -1.375E-17   -0.000155 
          41       COMB9 Combination         Min   -0.002136   1.616E-17   -0.008307  -1.375E-17   -0.000155 
          41      COMB10 Combination         Max   -0.002002    0.000988   -0.008307  -1.272E-06   -0.000253 
          41      COMB10 Combination         Min   -0.002002    0.000988   -0.008307  -1.272E-06   -0.000253 
          41      COMB11 Combination         Max   -0.002145   1.841E-17   -0.008959  -1.502E-17   -0.000169 
          41      COMB11 Combination         Min   -0.002145   1.841E-17   -0.008959  -1.502E-17   -0.000169 
          41      COMB12 Combination         Max   -0.002011    0.000988   -0.008959  -1.272E-06   -0.000266 
          41      COMB12 Combination         Min   -0.002011    0.000988   -0.008959  -1.272E-06   -0.000266 
          41      COMB13 Combination         Max    0.002064   4.071E-13   -0.008362   2.240E-13    0.000160 
          41      COMB13 Combination         Min   -0.002145  -4.070E-13   -0.008390  -2.240E-13   -0.000281 
          41      COMB14 Combination         Max   -0.000040    0.001939   -0.008376   3.175E-06   -0.000061 
          41      COMB14 Combination         Min   -0.000040   -0.001939   -0.008376  -3.175E-06   -0.000061 
          41         INV Combination         Max    0.002064    0.001939   -0.006820   3.175E-06    0.000262 
          41         INV Combination         Min   -0.002145   -0.001939   -0.009120  -3.175E-06   -0.000281 
          42          PP   LinStatic               -0.000017  -3.384E-08   -0.006136    0.000011   -0.000030 
          42        PERM   LinStatic               -0.000015  -4.548E-08   -0.001581  -9.191E-07   -0.000021 
          42        NEVE   LinStatic               -0.000010  -3.112E-08   -0.000654  -6.289E-07   -0.000014 
          42      VENTOX   LinStatic               -0.000127  -4.900E-08    0.000161   3.385E-08    0.000078 
          42      VENTOY   LinStatic                0.000055    0.000988    0.000159  -2.511E-06   5.750E-06 
          42      SISMAX LinRespSpec         Max    0.002100   8.260E-08    0.000018   3.088E-06    0.000173 
          42      SISMAY LinRespSpec         Max    0.000185    0.001939   7.520E-06   6.440E-06   6.259E-06 
          42        TERM   LinStatic                0.001976    0.000375    0.000739  -4.284E-06    0.000164 
          42       COMB1 Combination         Max    0.001943    0.000375   -0.006977   5.797E-06    0.000112 
          42       COMB1 Combination         Min    0.001943    0.000375   -0.006977   5.797E-06    0.000112 
          42       COMB2 Combination         Max    0.001933    0.000375   -0.007631   5.168E-06    0.000098 
          42       COMB2 Combination         Min    0.001933    0.000375   -0.007631   5.168E-06    0.000098 
          42       COMB3 Combination         Max    0.001816    0.000375   -0.006816   5.831E-06    0.000191 
          42       COMB3 Combination         Min    0.001816    0.000375   -0.006816   5.831E-06    0.000191 
          42       COMB4 Combination         Max    0.001998    0.001363   -0.006818   3.286E-06    0.000118 
          42       COMB4 Combination         Min    0.001998    0.001363   -0.006818   3.286E-06    0.000118 
          42       COMB5 Combination         Max    0.001806    0.000375   -0.007470   5.202E-06    0.000176 
          42       COMB5 Combination         Min    0.001806    0.000375   -0.007470   5.202E-06    0.000176 
          42       COMB6 Combination         Max    0.001988    0.001363   -0.007472   2.657E-06    0.000104 
          42       COMB6 Combination         Min    0.001988    0.001363   -0.007472   2.657E-06    0.000104 
          42       COMB7 Combination         Max   -0.002008   -0.000375   -0.008456    0.000014   -0.000215 
          42       COMB7 Combination         Min   -0.002008   -0.000375   -0.008456    0.000014   -0.000215 
          42       COMB8 Combination         Max   -0.002018   -0.000375   -0.009110    0.000014   -0.000230 
          42       COMB8 Combination         Min   -0.002018   -0.000375   -0.009110    0.000014   -0.000230 
          42       COMB9 Combination         Max   -0.002135   -0.000375   -0.008295    0.000014   -0.000137 
          42       COMB9 Combination         Min   -0.002135   -0.000375   -0.008295    0.000014   -0.000137 
          42      COMB10 Combination         Max   -0.001953    0.000613   -0.008297    0.000012   -0.000209 
          42      COMB10 Combination         Min   -0.001953    0.000613   -0.008297    0.000012   -0.000209 
          42      COMB11 Combination         Max   -0.002145   -0.000375   -0.008949    0.000014   -0.000151 
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          42      COMB11 Combination         Min   -0.002145   -0.000375   -0.008949    0.000014   -0.000151 
          42      COMB12 Combination         Max   -0.001963    0.000613   -0.008951    0.000011   -0.000224 
          42      COMB12 Combination         Min   -0.001963    0.000613   -0.008951    0.000011   -0.000224 
          42      COMB13 Combination         Max    0.002058  -2.783E-08   -0.008353    0.000013    0.000107 
          42      COMB13 Combination         Min   -0.002142  -1.930E-07   -0.008388   6.363E-06   -0.000239 
          42      COMB14 Combination         Max    0.000143    0.001939   -0.008363    0.000016   -0.000060 
          42      COMB14 Combination         Min   -0.000228   -0.001939   -0.008378   3.011E-06   -0.000072 
          42         INV Combination         Max    0.002058    0.001939   -0.006816    0.000016    0.000191 
          42         INV Combination         Min   -0.002145   -0.001939   -0.009110   2.657E-06   -0.000239 
          43          PP   LinStatic               -0.000018  -3.049E-06   -0.006266    0.000325    0.000028 
          43        PERM   LinStatic               -0.000018  -5.223E-06   -0.001723    0.000530  -5.279E-06 
          43        NEVE   LinStatic               -0.000012  -3.573E-06   -0.000751    0.000363  -3.612E-06 
          43      VENTOX   LinStatic               -0.000120   8.802E-07    0.000183   -0.000089  -6.999E-08 
          43      VENTOY   LinStatic                0.000117    0.001504    0.000160   -0.000148   8.974E-07 
          43      SISMAX LinRespSpec         Max    0.002091   2.426E-09    0.000031   2.305E-10    0.000016 
          43      SISMAY LinRespSpec         Max    0.000379    0.003140    0.000076    0.000131   1.272E-06 
          43        TERM   LinStatic               -0.002141    0.000748    0.000725   -0.000069   -0.000017 
          43       COMB1 Combination         Max   -0.002177    0.000739   -0.007265    0.000786   5.352E-06 
          43       COMB1 Combination         Min   -0.002177    0.000739   -0.007265    0.000786   5.352E-06 
          43       COMB2 Combination         Max   -0.002189    0.000736   -0.008016    0.001149   1.740E-06 
          43       COMB2 Combination         Min   -0.002189    0.000736   -0.008016    0.001149   1.740E-06 
          43       COMB3 Combination         Max   -0.002297    0.000740   -0.007081    0.000697   5.282E-06 
          43       COMB3 Combination         Min   -0.002297    0.000740   -0.007081    0.000697   5.282E-06 
          43       COMB4 Combination         Max   -0.002060    0.002243   -0.007104    0.000638   6.249E-06 
          43       COMB4 Combination         Min   -0.002060    0.002243   -0.007104    0.000638   6.249E-06 
          43       COMB5 Combination         Max   -0.002310    0.000737   -0.007833    0.001060   1.670E-06 
          43       COMB5 Combination         Min   -0.002310    0.000737   -0.007833    0.001060   1.670E-06 
          43       COMB6 Combination         Max   -0.002072    0.002239   -0.007856    0.001001   2.638E-06 
          43       COMB6 Combination         Min   -0.002072    0.002239   -0.007856    0.001001   2.638E-06 
          43       COMB7 Combination         Max    0.002105   -0.000756   -0.008714    0.000924    0.000040 
          43       COMB7 Combination         Min    0.002105   -0.000756   -0.008714    0.000924    0.000040 
          43       COMB8 Combination         Max    0.002093   -0.000760   -0.009465    0.001287    0.000037 
          43       COMB8 Combination         Min    0.002093   -0.000760   -0.009465    0.001287    0.000037 
          43       COMB9 Combination         Max    0.001985   -0.000755   -0.008531    0.000835    0.000040 
          43       COMB9 Combination         Min    0.001985   -0.000755   -0.008531    0.000835    0.000040 
          43      COMB10 Combination         Max    0.002222    0.000748   -0.008554    0.000776    0.000041 
          43      COMB10 Combination         Min    0.002222    0.000748   -0.008554    0.000776    0.000041 
          43      COMB11 Combination         Max    0.001973   -0.000759   -0.009282    0.001198    0.000037 
          43      COMB11 Combination         Min    0.001973   -0.000759   -0.009282    0.001198    0.000037 
          43      COMB12 Combination         Max    0.002210    0.000744   -0.009305    0.001139    0.000038 
          43      COMB12 Combination         Min    0.002210    0.000744   -0.009305    0.001139    0.000038 
          43      COMB13 Combination         Max    0.002043   -0.000012   -0.008710    0.001218    0.000035 
          43      COMB13 Combination         Min   -0.002140   -0.000012   -0.008772    0.001218   2.923E-06 
          43      COMB14 Combination         Max    0.000330    0.003128   -0.008665    0.001349    0.000020 
          43      COMB14 Combination         Min   -0.000427   -0.003152   -0.008817    0.001087    0.000018 
          43         INV Combination         Max    0.002222    0.003128   -0.007081    0.001349    0.000041 
          43         INV Combination         Min   -0.002310   -0.003152   -0.009465    0.000638   1.670E-06 
          44          PP   LinStatic               -0.000018  -3.403E-06   -0.006307    0.000292   3.990E-06 
          44        PERM   LinStatic               -0.000018  -7.797E-06   -0.001718    0.000652   4.217E-06 
          44        NEVE   LinStatic               -0.000012  -5.335E-06   -0.000748    0.000446   2.886E-06 
          44      VENTOX   LinStatic               -0.000120   1.315E-06    0.000183   -0.000110  -9.096E-07 
          44      VENTOY   LinStatic                0.000117    0.001520    0.000160   -0.000176  -9.847E-07 
          44      SISMAX LinRespSpec         Max    0.002092   4.921E-09    0.000014   3.439E-10   3.401E-06 
          44      SISMAY LinRespSpec         Max    0.000379    0.003097    0.000074    0.000215   4.799E-07 
          44        TERM   LinStatic               -0.001766    0.000747    0.000744   -0.000087  -3.387E-06 
          44       COMB1 Combination         Max   -0.001802    0.000736   -0.007281    0.000857   4.821E-06 
          44       COMB1 Combination         Min   -0.001802    0.000736   -0.007281    0.000857   4.821E-06 
          44       COMB2 Combination         Max   -0.001814    0.000731   -0.008028    0.001304   7.706E-06 
          44       COMB2 Combination         Min   -0.001814    0.000731   -0.008028    0.001304   7.706E-06 
          44       COMB3 Combination         Max   -0.001923    0.000738   -0.007097    0.000747   3.911E-06 
          44       COMB3 Combination         Min   -0.001923    0.000738   -0.007097    0.000747   3.911E-06 
          44       COMB4 Combination         Max   -0.001685    0.002256   -0.007120    0.000681   3.836E-06 
          44       COMB4 Combination         Min   -0.001685    0.002256   -0.007120    0.000681   3.836E-06 
          44       COMB5 Combination         Max   -0.001935    0.000732   -0.007845    0.001194   6.796E-06 
          44       COMB5 Combination         Min   -0.001935    0.000732   -0.007845    0.001194   6.796E-06 
          44       COMB6 Combination         Max   -0.001697    0.002251   -0.007868    0.001127   6.721E-06 
          44       COMB6 Combination         Min   -0.001697    0.002251   -0.007868    0.001127   6.721E-06 
          44       COMB7 Combination         Max    0.001730   -0.000759   -0.008769    0.001031    0.000012 
          44       COMB7 Combination         Min    0.001730   -0.000759   -0.008769    0.001031    0.000012 
          44       COMB8 Combination         Max    0.001718   -0.000764   -0.009516    0.001477    0.000014 
          44       COMB8 Combination         Min    0.001718   -0.000764   -0.009516    0.001477    0.000014 
          44       COMB9 Combination         Max    0.001610   -0.000757   -0.008585    0.000921    0.000011 
          44       COMB9 Combination         Min    0.001610   -0.000757   -0.008585    0.000921    0.000011 
          44      COMB10 Combination         Max    0.001847    0.000761   -0.008608    0.000854    0.000011 
          44      COMB10 Combination         Min    0.001847    0.000761   -0.008608    0.000854    0.000011 
          44      COMB11 Combination         Max    0.001598   -0.000763   -0.009333    0.001367    0.000014 
          44      COMB11 Combination         Min    0.001598   -0.000763   -0.009333    0.001367    0.000014 
          44      COMB12 Combination         Max    0.001835    0.000756   -0.009356    0.001301    0.000013 
          44      COMB12 Combination         Min    0.001835    0.000756   -0.009356    0.001301    0.000013 
          44      COMB13 Combination         Max    0.002043   -0.000017   -0.008759    0.001390    0.000014 
          44      COMB13 Combination         Min   -0.002140   -0.000017   -0.008786    0.001390   7.692E-06 
          44      COMB14 Combination         Max    0.000331    0.003080   -0.008698    0.001605    0.000012 
          44      COMB14 Combination         Min   -0.000427   -0.003114   -0.008847    0.001176    0.000011 
          44         INV Combination         Max    0.002043    0.003080   -0.007097    0.001605    0.000014 
          44         INV Combination         Min   -0.002140   -0.003114   -0.009516    0.000681   3.836E-06 
          45          PP   LinStatic               -0.000018  -3.357E-06   -0.006298    0.000319  -6.474E-06 
          45        PERM   LinStatic               -0.000018  -9.134E-06   -0.001734    0.000909   1.030E-06 
          45        NEVE   LinStatic               -0.000012  -6.250E-06   -0.000759    0.000622   7.044E-07 
          45      VENTOX   LinStatic               -0.000120   1.541E-06    0.000186   -0.000153  -4.096E-07 
          45      VENTOY   LinStatic                0.000117    0.001529    0.000164   -0.000213  -3.043E-07 
          45      SISMAX LinRespSpec         Max    0.002092   4.828E-09    0.000010   2.829E-10   4.017E-06 
          45      SISMAY LinRespSpec         Max    0.000379    0.003047    0.000074    0.000135   3.748E-07 
          45        TERM   LinStatic               -0.001392    0.000747    0.000746   -0.000072  -2.455E-06 
          45       COMB1 Combination         Max   -0.001428    0.000735   -0.007285    0.001155  -7.899E-06 
          45       COMB1 Combination         Min   -0.001428    0.000735   -0.007285    0.001155  -7.899E-06 
          45       COMB2 Combination         Max   -0.001440    0.000729   -0.008044    0.001777  -7.195E-06 
          45       COMB2 Combination         Min   -0.001440    0.000729   -0.008044    0.001777  -7.195E-06 
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          45       COMB3 Combination         Max   -0.001548    0.000737   -0.007099    0.001002  -8.309E-06 
          45       COMB3 Combination         Min   -0.001548    0.000737   -0.007099    0.001002  -8.309E-06 
          45       COMB4 Combination         Max   -0.001311    0.002264   -0.007121    0.000942  -8.203E-06 
          45       COMB4 Combination         Min   -0.001311    0.002264   -0.007121    0.000942  -8.203E-06 
          45       COMB5 Combination         Max   -0.001560    0.000730   -0.007858    0.001624  -7.604E-06 
          45       COMB5 Combination         Min   -0.001560    0.000730   -0.007858    0.001624  -7.604E-06 
          45       COMB6 Combination         Max   -0.001323    0.002258   -0.007880    0.001563  -7.499E-06 
          45       COMB6 Combination         Min   -0.001323    0.002258   -0.007880    0.001563  -7.499E-06 
          45       COMB7 Combination         Max    0.001356   -0.000760   -0.008778    0.001300  -2.990E-06 
          45       COMB7 Combination         Min    0.001356   -0.000760   -0.008778    0.001300  -2.990E-06 
          45       COMB8 Combination         Max    0.001344   -0.000766   -0.009536    0.001922  -2.285E-06 
          45       COMB8 Combination         Min    0.001344   -0.000766   -0.009536    0.001922  -2.285E-06 
          45       COMB9 Combination         Max    0.001235   -0.000758   -0.008592    0.001147  -3.399E-06 
          45       COMB9 Combination         Min    0.001235   -0.000758   -0.008592    0.001147  -3.399E-06 
          45      COMB10 Combination         Max    0.001473    0.000769   -0.008614    0.001086  -3.294E-06 
          45      COMB10 Combination         Min    0.001473    0.000769   -0.008614    0.001086  -3.294E-06 
          45      COMB11 Combination         Max    0.001223   -0.000765   -0.009350    0.001768  -2.695E-06 
          45      COMB11 Combination         Min    0.001223   -0.000765   -0.009350    0.001768  -2.695E-06 
          45      COMB12 Combination         Max    0.001461    0.000763   -0.009373    0.001708  -2.590E-06 
          45      COMB12 Combination         Min    0.001461    0.000763   -0.009373    0.001708  -2.590E-06 
          45      COMB13 Combination         Max    0.002043   -0.000019   -0.008780    0.001849  -7.225E-07 
          45      COMB13 Combination         Min   -0.002140   -0.000019   -0.008801    0.001849  -8.757E-06 
          45      COMB14 Combination         Max    0.000331    0.003029   -0.008717    0.001984  -4.365E-06 
          45      COMB14 Combination         Min   -0.000427   -0.003066   -0.008864    0.001714  -5.115E-06 
          45         INV Combination         Max    0.002043    0.003029   -0.007099    0.001984  -7.225E-07 
          45         INV Combination         Min   -0.002140   -0.003066   -0.009536    0.000942  -8.757E-06 
          46          PP   LinStatic               -0.000018  -3.431E-06   -0.006282    0.000289  -7.340E-06 
          46        PERM   LinStatic               -0.000018   -0.000010   -0.001723    0.000840  -1.982E-06 
          46        NEVE   LinStatic               -0.000012  -6.898E-06   -0.000751    0.000575  -1.356E-06 
          46      VENTOX   LinStatic               -0.000121   1.696E-06    0.000185   -0.000141   2.664E-07 
          46      VENTOY   LinStatic                0.000117    0.001527    0.000163   -0.000208  -2.529E-08 
          46      SISMAX LinRespSpec         Max    0.002092   3.930E-09   8.996E-06   1.419E-09   1.153E-06 
          46      SISMAY LinRespSpec         Max    0.000379    0.002984    0.000070    0.000210   1.166E-06 
          46        TERM   LinStatic               -0.001017    0.000747    0.000747   -0.000088  -4.051E-07 
          46       COMB1 Combination         Max   -0.001053    0.000734   -0.007259    0.001040  -9.728E-06 
          46       COMB1 Combination         Min   -0.001053    0.000734   -0.007259    0.001040  -9.728E-06 
          46       COMB2 Combination         Max   -0.001066    0.000727   -0.008010    0.001615   -0.000011 
          46       COMB2 Combination         Min   -0.001066    0.000727   -0.008010    0.001615   -0.000011 
          46       COMB3 Combination         Max   -0.001174    0.000736   -0.007074    0.000899  -9.461E-06 
          46       COMB3 Combination         Min   -0.001174    0.000736   -0.007074    0.000899  -9.461E-06 
          46       COMB4 Combination         Max   -0.000936    0.002260   -0.007096    0.000832  -9.753E-06 
          46       COMB4 Combination         Min   -0.000936    0.002260   -0.007096    0.000832  -9.753E-06 
          46       COMB5 Combination         Max   -0.001186    0.000729   -0.007825    0.001473   -0.000011 
          46       COMB5 Combination         Min   -0.001186    0.000729   -0.007825    0.001473   -0.000011 
          46       COMB6 Combination         Max   -0.000948    0.002254   -0.007847    0.001406   -0.000011 
          46       COMB6 Combination         Min   -0.000948    0.002254   -0.007847    0.001406   -0.000011 
          46       COMB7 Combination         Max    0.000981   -0.000761   -0.008753    0.001217  -8.917E-06 
          46       COMB7 Combination         Min    0.000981   -0.000761   -0.008753    0.001217  -8.917E-06 
          46       COMB8 Combination         Max    0.000969   -0.000768   -0.009504    0.001792   -0.000010 
          46       COMB8 Combination         Min    0.000969   -0.000768   -0.009504    0.001792   -0.000010 
          46       COMB9 Combination         Max    0.000861   -0.000759   -0.008568    0.001075  -8.651E-06 
          46       COMB9 Combination         Min    0.000861   -0.000759   -0.008568    0.001075  -8.651E-06 
          46      COMB10 Combination         Max    0.001098    0.000766   -0.008590    0.001008  -8.943E-06 
          46      COMB10 Combination         Min    0.001098    0.000766   -0.008590    0.001008  -8.943E-06 
          46      COMB11 Combination         Max    0.000849   -0.000766   -0.009319    0.001650   -0.000010 
          46      COMB11 Combination         Min    0.000849   -0.000766   -0.009319    0.001650   -0.000010 
          46      COMB12 Combination         Max    0.001086    0.000759   -0.009341    0.001583   -0.000010 
          46      COMB12 Combination         Min    0.001086    0.000759   -0.009341    0.001583   -0.000010 
          46      COMB13 Combination         Max    0.002044   -0.000020   -0.008748    0.001703  -9.526E-06 
          46      COMB13 Combination         Min   -0.002140   -0.000020   -0.008766    0.001703   -0.000012 
          46      COMB14 Combination         Max    0.000331    0.002964   -0.008687    0.001913  -9.513E-06 
          46      COMB14 Combination         Min   -0.000427   -0.003005   -0.008827    0.001493   -0.000012 
          46         INV Combination         Max    0.002044    0.002964   -0.007074    0.001913  -8.651E-06 
          46         INV Combination         Min   -0.002140   -0.003005   -0.009504    0.000832   -0.000012 
          47          PP   LinStatic               -0.000018  -3.316E-06   -0.006262    0.000318  -6.702E-06 
          47        PERM   LinStatic               -0.000018  -9.960E-06   -0.001725    0.000944  -3.205E-06 
          47        NEVE   LinStatic               -0.000012  -6.815E-06   -0.000753    0.000646  -2.193E-06 
          47      VENTOX   LinStatic               -0.000121   1.660E-06    0.000185   -0.000159   2.718E-07 
          47      VENTOY   LinStatic                0.000117    0.001508    0.000164   -0.000219   2.828E-07 
          47      SISMAX LinRespSpec         Max    0.002092   2.522E-08   6.804E-06   2.888E-09   4.549E-06 
          47      SISMAY LinRespSpec         Max    0.000379    0.002902    0.000068    0.000129   9.330E-07 
          47        TERM   LinStatic               -0.000643    0.000747    0.000747   -0.000073  -1.399E-06 
          47       COMB1 Combination         Max   -0.000679    0.000734   -0.007240    0.001190   -0.000011 
          47       COMB1 Combination         Min   -0.000679    0.000734   -0.007240    0.001190   -0.000011 
          47       COMB2 Combination         Max   -0.000691    0.000727   -0.007993    0.001836   -0.000013 
          47       COMB2 Combination         Min   -0.000691    0.000727   -0.007993    0.001836   -0.000013 
          47       COMB3 Combination         Max   -0.000800    0.000736   -0.007055    0.001031   -0.000011 
          47       COMB3 Combination         Min   -0.000800    0.000736   -0.007055    0.001031   -0.000011 
          47       COMB4 Combination         Max   -0.000562    0.002243   -0.007076    0.000971   -0.000011 
          47       COMB4 Combination         Min   -0.000562    0.002243   -0.007076    0.000971   -0.000011 
          47       COMB5 Combination         Max   -0.000812    0.000729   -0.007808    0.001677   -0.000013 
          47       COMB5 Combination         Min   -0.000812    0.000729   -0.007808    0.001677   -0.000013 
          47       COMB6 Combination         Max   -0.000574    0.002236   -0.007829    0.001617   -0.000013 
          47       COMB6 Combination         Min   -0.000574    0.002236   -0.007829    0.001617   -0.000013 
          47       COMB7 Combination         Max    0.000607   -0.000761   -0.008735    0.001335  -8.508E-06 
          47       COMB7 Combination         Min    0.000607   -0.000761   -0.008735    0.001335  -8.508E-06 
          47       COMB8 Combination         Max    0.000595   -0.000768   -0.009488    0.001981   -0.000011 
          47       COMB8 Combination         Min    0.000595   -0.000768   -0.009488    0.001981   -0.000011 
          47       COMB9 Combination         Max    0.000486   -0.000759   -0.008550    0.001176  -8.236E-06 
          47       COMB9 Combination         Min    0.000486   -0.000759   -0.008550    0.001176  -8.236E-06 
          47      COMB10 Combination         Max    0.000724    0.000748   -0.008571    0.001116  -8.225E-06 
          47      COMB10 Combination         Min    0.000724    0.000748   -0.008571    0.001116  -8.225E-06 
          47      COMB11 Combination         Max    0.000474   -0.000766   -0.009303    0.001822   -0.000010 
          47      COMB11 Combination         Min    0.000474   -0.000766   -0.009303    0.001822   -0.000010 
          47      COMB12 Combination         Max    0.000712    0.000741   -0.009324    0.001762   -0.000010 
          47      COMB12 Combination         Min    0.000712    0.000741   -0.009324    0.001762   -0.000010 
          47      COMB13 Combination         Max    0.002044   -0.000020   -0.008734    0.001908  -7.551E-06 
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          47      COMB13 Combination         Min   -0.002140   -0.000020   -0.008747    0.001908   -0.000017 
          47      COMB14 Combination         Max    0.000331    0.002882   -0.008673    0.002037   -0.000011 
          47      COMB14 Combination         Min   -0.000427   -0.002922   -0.008808    0.001780   -0.000013 
          47         INV Combination         Max    0.002044    0.002882   -0.007055    0.002037  -7.551E-06 
          47         INV Combination         Min   -0.002140   -0.002922   -0.009488    0.000971   -0.000017 
          48          PP   LinStatic               -0.000018  -3.410E-06   -0.006249    0.000288  -6.433E-06 
          48        PERM   LinStatic               -0.000018   -0.000010   -0.001708    0.000856  -3.854E-06 
          48        NEVE   LinStatic               -0.000012  -7.027E-06   -0.000741    0.000586  -2.637E-06 
          48      VENTOX   LinStatic               -0.000121   1.683E-06    0.000182   -0.000144   5.649E-07 
          48      VENTOY   LinStatic                0.000117    0.001473    0.000163   -0.000207   1.237E-07 
          48      SISMAX LinRespSpec         Max    0.002092   6.707E-08   4.231E-06   7.109E-09   1.491E-06 
          48      SISMAY LinRespSpec         Max    0.000379    0.002798    0.000063    0.000197   1.732E-06 
          48        TERM   LinStatic               -0.000269    0.000747    0.000748   -0.000089  -2.194E-07 
          48       COMB1 Combination         Max   -0.000305    0.000734   -0.007208    0.001056   -0.000011 
          48       COMB1 Combination         Min   -0.000305    0.000734   -0.007208    0.001056   -0.000011 
          48       COMB2 Combination         Max   -0.000317    0.000727   -0.007949    0.001642   -0.000013 
          48       COMB2 Combination         Min   -0.000317    0.000727   -0.007949    0.001642   -0.000013 
          48       COMB3 Combination         Max   -0.000425    0.000735   -0.007026    0.000912  -9.941E-06 
          48       COMB3 Combination         Min   -0.000425    0.000735   -0.007026    0.000912  -9.941E-06 
          48       COMB4 Combination         Max   -0.000188    0.002207   -0.007045    0.000849   -0.000010 
          48       COMB4 Combination         Min   -0.000188    0.002207   -0.007045    0.000849   -0.000010 
          48       COMB5 Combination         Max   -0.000438    0.000728   -0.007766    0.001498   -0.000013 
          48       COMB5 Combination         Min   -0.000438    0.000728   -0.007766    0.001498   -0.000013 
          48       COMB6 Combination         Max   -0.000200    0.002200   -0.007786    0.001435   -0.000013 
          48       COMB6 Combination         Min   -0.000200    0.002200   -0.007786    0.001435   -0.000013 
          48       COMB7 Combination         Max    0.000233   -0.000761   -0.008705    0.001233   -0.000010 
          48       COMB7 Combination         Min    0.000233   -0.000761   -0.008705    0.001233   -0.000010 
          48       COMB8 Combination         Max    0.000221   -0.000768   -0.009445    0.001819   -0.000013 
          48       COMB8 Combination         Min    0.000221   -0.000768   -0.009445    0.001819   -0.000013 
          48       COMB9 Combination         Max    0.000112   -0.000759   -0.008522    0.001089  -9.502E-06 
          48       COMB9 Combination         Min    0.000112   -0.000759   -0.008522    0.001089  -9.502E-06 
          48      COMB10 Combination         Max    0.000350    0.000712   -0.008542    0.001026  -9.943E-06 
          48      COMB10 Combination         Min    0.000350    0.000712   -0.008542    0.001026  -9.943E-06 
          48      COMB11 Combination         Max    0.000100   -0.000766   -0.009263    0.001675   -0.000012 
          48      COMB11 Combination         Min    0.000100   -0.000766   -0.009263    0.001675   -0.000012 
          48      COMB12 Combination         Max    0.000338    0.000705   -0.009283    0.001612   -0.000013 
          48      COMB12 Combination         Min    0.000338    0.000705   -0.009283    0.001612   -0.000013 
          48      COMB13 Combination         Max    0.002044   -0.000021   -0.008693    0.001730   -0.000011 
          48      COMB13 Combination         Min   -0.002140   -0.000021   -0.008701    0.001730   -0.000014 
          48      COMB14 Combination         Max    0.000331    0.002778   -0.008634    0.001927   -0.000011 
          48      COMB14 Combination         Min   -0.000427   -0.002819   -0.008760    0.001534   -0.000015 
          48         INV Combination         Max    0.002044    0.002778   -0.007026    0.001927  -9.502E-06 
          48         INV Combination         Min   -0.002140   -0.002819   -0.009445    0.000849   -0.000015 
          49          PP   LinStatic               -0.000018  -3.356E-06   -0.006230    0.000318  -6.513E-06 
          49        PERM   LinStatic               -0.000018   -0.000010   -0.001706    0.000945  -4.558E-06 
          49        NEVE   LinStatic               -0.000012  -6.859E-06   -0.000740    0.000647  -3.119E-06 
          49      VENTOX   LinStatic               -0.000121   1.634E-06    0.000182   -0.000159   5.046E-07 
          49      VENTOY   LinStatic                0.000117    0.001419    0.000164   -0.000215   3.463E-07 
          49      SISMAX LinRespSpec         Max    0.002092   7.774E-08   1.584E-06   8.309E-09   4.633E-06 
          49      SISMAY LinRespSpec         Max    0.000379    0.002673    0.000059    0.000118   1.487E-06 
          49        TERM   LinStatic                0.000106    0.000747    0.000748   -0.000073   2.458E-07 
          49       COMB1 Combination         Max    0.000069    0.000734   -0.007188    0.001190   -0.000011 
          49       COMB1 Combination         Min    0.000069    0.000734   -0.007188    0.001190   -0.000011 
          49       COMB2 Combination         Max    0.000057    0.000727   -0.007928    0.001837   -0.000014 
          49       COMB2 Combination         Min    0.000057    0.000727   -0.007928    0.001837   -0.000014 
          49       COMB3 Combination         Max   -0.000051    0.000736   -0.007006    0.001031   -0.000010 
          49       COMB3 Combination         Min   -0.000051    0.000736   -0.007006    0.001031   -0.000010 
          49       COMB4 Combination         Max    0.000187    0.002153   -0.007024    0.000975   -0.000010 
          49       COMB4 Combination         Min    0.000187    0.002153   -0.007024    0.000975   -0.000010 
          49       COMB5 Combination         Max   -0.000063    0.000729   -0.007745    0.001677   -0.000013 
          49       COMB5 Combination         Min   -0.000063    0.000729   -0.007745    0.001677   -0.000013 
          49       COMB6 Combination         Max    0.000175    0.002146   -0.007764    0.001622   -0.000014 
          49       COMB6 Combination         Min    0.000175    0.002146   -0.007764    0.001622   -0.000014 
          49       COMB7 Combination         Max   -0.000142   -0.000761   -0.008684    0.001335   -0.000011 
          49       COMB7 Combination         Min   -0.000142   -0.000761   -0.008684    0.001335   -0.000011 
          49       COMB8 Combination         Max   -0.000154   -0.000768   -0.009424    0.001982   -0.000014 
          49       COMB8 Combination         Min   -0.000154   -0.000768   -0.009424    0.001982   -0.000014 
          49       COMB9 Combination         Max   -0.000262   -0.000759   -0.008502    0.001176   -0.000011 
          49       COMB9 Combination         Min   -0.000262   -0.000759   -0.008502    0.001176   -0.000011 
          49      COMB10 Combination         Max   -0.000024    0.000658   -0.008520    0.001120   -0.000011 
          49      COMB10 Combination         Min   -0.000024    0.000658   -0.008520    0.001120   -0.000011 
          49      COMB11 Combination         Max   -0.000274   -0.000766   -0.009241    0.001822   -0.000014 
          49      COMB11 Combination         Min   -0.000274   -0.000766   -0.009241    0.001822   -0.000014 
          49      COMB12 Combination         Max   -0.000036    0.000651   -0.009260    0.001767   -0.000014 
          49      COMB12 Combination         Min   -0.000036    0.000651   -0.009260    0.001767   -0.000014 
          49      COMB13 Combination         Max    0.002044   -0.000020   -0.008674    0.001909  -9.556E-06 
          49      COMB13 Combination         Min   -0.002140   -0.000020   -0.008677    0.001909   -0.000019 
          49      COMB14 Combination         Max    0.000331    0.002653   -0.008617    0.002027   -0.000013 
          49      COMB14 Combination         Min   -0.000427   -0.002694   -0.008734    0.001791   -0.000016 
          49         INV Combination         Max    0.002044    0.002653   -0.007006    0.002027  -9.556E-06 
          49         INV Combination         Min   -0.002140   -0.002694   -0.009424    0.000975   -0.000019 
          50          PP   LinStatic               -0.000018  -3.499E-06   -0.006216    0.000286  -6.432E-06 
          50        PERM   LinStatic               -0.000018   -0.000010   -0.001685    0.000844  -5.436E-06 
          50        NEVE   LinStatic               -0.000012  -7.024E-06   -0.000725    0.000577  -3.719E-06 
          50      VENTOX   LinStatic               -0.000121   1.751E-06    0.000179   -0.000142   8.281E-07 
          50      VENTOY   LinStatic                0.000117    0.001348    0.000162   -0.000196   1.920E-07 
          50      SISMAX LinRespSpec         Max    0.002092   3.339E-08   1.055E-06   1.567E-08   1.365E-06 
          50      SISMAY LinRespSpec         Max    0.000379    0.002531    0.000053    0.000177   2.349E-06 
          50        TERM   LinStatic                0.000480    0.000747    0.000748   -0.000088   2.328E-07 
          50       COMB1 Combination         Max    0.000444    0.000734   -0.007153    0.001042   -0.000012 
          50       COMB1 Combination         Min    0.000444    0.000734   -0.007153    0.001042   -0.000012 
          50       COMB2 Combination         Max    0.000431    0.000727   -0.007878    0.001619   -0.000015 
          50       COMB2 Combination         Min    0.000431    0.000727   -0.007878    0.001619   -0.000015 
          50       COMB3 Combination         Max    0.000323    0.000735   -0.006974    0.000900   -0.000011 
          50       COMB3 Combination         Min    0.000323    0.000735   -0.006974    0.000900   -0.000011 
          50       COMB4 Combination         Max    0.000561    0.002081   -0.006991    0.000846   -0.000011 
          50       COMB4 Combination         Min    0.000561    0.002081   -0.006991    0.000846   -0.000011 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

456/ 799 

 
          50       COMB5 Combination         Max    0.000311    0.000728   -0.007699    0.001477   -0.000015 
          50       COMB5 Combination         Min    0.000311    0.000728   -0.007699    0.001477   -0.000015 
          50       COMB6 Combination         Max    0.000549    0.002074   -0.007716    0.001423   -0.000015 
          50       COMB6 Combination         Min    0.000549    0.002074   -0.007716    0.001423   -0.000015 
          50       COMB7 Combination         Max   -0.000516   -0.000761   -0.008649    0.001218   -0.000012 
          50       COMB7 Combination         Min   -0.000516   -0.000761   -0.008649    0.001218   -0.000012 
          50       COMB8 Combination         Max   -0.000528   -0.000768   -0.009374    0.001795   -0.000016 
          50       COMB8 Combination         Min   -0.000528   -0.000768   -0.009374    0.001795   -0.000016 
          50       COMB9 Combination         Max   -0.000637   -0.000759   -0.008470    0.001075   -0.000011 
          50       COMB9 Combination         Min   -0.000637   -0.000759   -0.008470    0.001075   -0.000011 
          50      COMB10 Combination         Max   -0.000398    0.000587   -0.008487    0.001021   -0.000012 
          50      COMB10 Combination         Min   -0.000398    0.000587   -0.008487    0.001021   -0.000012 
          50      COMB11 Combination         Max   -0.000649   -0.000766   -0.009195    0.001653   -0.000015 
          50      COMB11 Combination         Min   -0.000649   -0.000766   -0.009195    0.001653   -0.000015 
          50      COMB12 Combination         Max   -0.000411    0.000580   -0.009212    0.001599   -0.000016 
          50      COMB12 Combination         Min   -0.000411    0.000580   -0.009212    0.001599   -0.000016 
          50      COMB13 Combination         Max    0.002044   -0.000021   -0.008625    0.001707   -0.000014 
          50      COMB13 Combination         Min   -0.002140   -0.000021   -0.008627    0.001707   -0.000017 
          50      COMB14 Combination         Max    0.000331    0.002510   -0.008573    0.001884   -0.000013 
          50      COMB14 Combination         Min   -0.000427   -0.002551   -0.008679    0.001530   -0.000018 
          50         INV Combination         Max    0.002044    0.002510   -0.006974    0.001884   -0.000011 
          50         INV Combination         Min   -0.002140   -0.002551   -0.009374    0.000846   -0.000018 
          51          PP   LinStatic               -0.000018  -3.335E-06   -0.006198    0.000313  -5.974E-06 
          51        PERM   LinStatic               -0.000018  -9.422E-06   -0.001678    0.000916  -7.065E-06 
          51        NEVE   LinStatic               -0.000012  -6.447E-06   -0.000721    0.000627  -4.834E-06 
          51      VENTOX   LinStatic               -0.000121   1.948E-06    0.000178   -0.000154   8.435E-07 
          51      VENTOY   LinStatic                0.000117    0.001262    0.000163   -0.000202   5.450E-07 
          51      SISMAX LinRespSpec         Max    0.002092   5.158E-07   2.743E-06   2.838E-08   3.893E-06 
          51      SISMAY LinRespSpec         Max    0.000379    0.002375    0.000047    0.000103   2.233E-06 
          51        TERM   LinStatic                0.000854    0.000748    0.000748   -0.000071   1.181E-06 
          51       COMB1 Combination         Max    0.000818    0.000735   -0.007128    0.001158   -0.000012 
          51       COMB1 Combination         Min    0.000818    0.000735   -0.007128    0.001158   -0.000012 
          51       COMB2 Combination         Max    0.000806    0.000728   -0.007849    0.001785   -0.000017 
          51       COMB2 Combination         Min    0.000806    0.000728   -0.007849    0.001785   -0.000017 
          51       COMB3 Combination         Max    0.000697    0.000737   -0.006951    0.001004   -0.000011 
          51       COMB3 Combination         Min    0.000697    0.000737   -0.006951    0.001004   -0.000011 
          51       COMB4 Combination         Max    0.000935    0.001997   -0.006966    0.000956   -0.000011 
          51       COMB4 Combination         Min    0.000935    0.001997   -0.006966    0.000956   -0.000011 
          51       COMB5 Combination         Max    0.000685    0.000730   -0.007671    0.001631   -0.000016 
          51       COMB5 Combination         Min    0.000685    0.000730   -0.007671    0.001631   -0.000016 
          51       COMB6 Combination         Max    0.000923    0.001990   -0.007686    0.001583   -0.000016 
          51       COMB6 Combination         Min    0.000923    0.001990   -0.007686    0.001583   -0.000016 
          51       COMB7 Combination         Max   -0.000890   -0.000760   -0.008624    0.001301   -0.000014 
          51       COMB7 Combination         Min   -0.000890   -0.000760   -0.008624    0.001301   -0.000014 
          51       COMB8 Combination         Max   -0.000902   -0.000767   -0.009345    0.001928   -0.000019 
          51       COMB8 Combination         Min   -0.000902   -0.000767   -0.009345    0.001928   -0.000019 
          51       COMB9 Combination         Max   -0.001011   -0.000758   -0.008446    0.001147   -0.000013 
          51       COMB9 Combination         Min   -0.001011   -0.000758   -0.008446    0.001147   -0.000013 
          51      COMB10 Combination         Max   -0.000773    0.000502   -0.008461    0.001099   -0.000014 
          51      COMB10 Combination         Min   -0.000773    0.000502   -0.008461    0.001099   -0.000014 
          51      COMB11 Combination         Max   -0.001023   -0.000765   -0.009167    0.001774   -0.000018 
          51      COMB11 Combination         Min   -0.001023   -0.000765   -0.009167    0.001774   -0.000018 
          51      COMB12 Combination         Max   -0.000785    0.000495   -0.009182    0.001726   -0.000019 
          51      COMB12 Combination         Min   -0.000785    0.000495   -0.009182    0.001726   -0.000019 
          51      COMB13 Combination         Max    0.002044   -0.000019   -0.008594    0.001857   -0.000014 
          51      COMB13 Combination         Min   -0.002140   -0.000020   -0.008600    0.001857   -0.000022 
          51      COMB14 Combination         Max    0.000331    0.002356   -0.008550    0.001960   -0.000016 
          51      COMB14 Combination         Min   -0.000427   -0.002395   -0.008644    0.001753   -0.000020 
          51         INV Combination         Max    0.002044    0.002356   -0.006951    0.001960   -0.000011 
          51         INV Combination         Min   -0.002140   -0.002395   -0.009345    0.000956   -0.000022 
          52          PP   LinStatic               -0.000018  -3.030E-06   -0.006184    0.000264  -8.125E-06 
          52        PERM   LinStatic               -0.000018  -8.009E-06   -0.001648    0.000692   -0.000011 
          52        NEVE   LinStatic               -0.000012  -5.480E-06   -0.000700    0.000473  -7.288E-06 
          52      VENTOX   LinStatic               -0.000121   2.378E-06    0.000173   -0.000117   1.504E-06 
          52      VENTOY   LinStatic                0.000118    0.001168    0.000160   -0.000156   1.042E-06 
          52      SISMAX LinRespSpec         Max    0.002092   1.465E-06   2.766E-06   3.134E-07   2.685E-07 
          52      SISMAY LinRespSpec         Max    0.000379    0.002217    0.000039    0.000150   2.812E-06 
          52        TERM   LinStatic                0.001228    0.000748    0.000749   -0.000081  -9.669E-08 
          52       COMB1 Combination         Max    0.001192    0.000737   -0.007083    0.000875   -0.000019 
          52       COMB1 Combination         Min    0.001192    0.000737   -0.007083    0.000875   -0.000019 
          52       COMB2 Combination         Max    0.001180    0.000731   -0.007782    0.001348   -0.000026 
          52       COMB2 Combination         Min    0.001180    0.000731   -0.007782    0.001348   -0.000026 
          52       COMB3 Combination         Max    0.001071    0.000739   -0.006910    0.000758   -0.000017 
          52       COMB3 Combination         Min    0.001071    0.000739   -0.006910    0.000758   -0.000017 
          52       COMB4 Combination         Max    0.001310    0.001905   -0.006923    0.000719   -0.000018 
          52       COMB4 Combination         Min    0.001310    0.001905   -0.006923    0.000719   -0.000018 
          52       COMB5 Combination         Max    0.001059    0.000734   -0.007609    0.001231   -0.000025 
          52       COMB5 Combination         Min    0.001059    0.000734   -0.007609    0.001231   -0.000025 
          52       COMB6 Combination         Max    0.001298    0.001899   -0.007623    0.001192   -0.000025 
          52       COMB6 Combination         Min    0.001298    0.001899   -0.007623    0.001192   -0.000025 
          52       COMB7 Combination         Max   -0.001265   -0.000759   -0.008581    0.001038   -0.000019 
          52       COMB7 Combination         Min   -0.001265   -0.000759   -0.008581    0.001038   -0.000019 
          52       COMB8 Combination         Max   -0.001277   -0.000764   -0.009281    0.001511   -0.000026 
          52       COMB8 Combination         Min   -0.001277   -0.000764   -0.009281    0.001511   -0.000026 
          52       COMB9 Combination         Max   -0.001386   -0.000757   -0.008408    0.000921   -0.000017 
          52       COMB9 Combination         Min   -0.001386   -0.000757   -0.008408    0.000921   -0.000017 
          52      COMB10 Combination         Max   -0.001147    0.000409   -0.008421    0.000881   -0.000018 
          52      COMB10 Combination         Min   -0.001147    0.000409   -0.008421    0.000881   -0.000018 
          52      COMB11 Combination         Max   -0.001398   -0.000762   -0.009108    0.001394   -0.000024 
          52      COMB11 Combination         Min   -0.001398   -0.000762   -0.009108    0.001394   -0.000024 
          52      COMB12 Combination         Max   -0.001159    0.000403   -0.009121    0.001355   -0.000025 
          52      COMB12 Combination         Min   -0.001159    0.000403   -0.009121    0.001355   -0.000025 
          52      COMB13 Combination         Max    0.002044   -0.000015   -0.008529    0.001430   -0.000026 
          52      COMB13 Combination         Min   -0.002140   -0.000018   -0.008534    0.001429   -0.000026 
          52      COMB14 Combination         Max    0.000331    0.002201   -0.008492    0.001579   -0.000023 
          52      COMB14 Combination         Min   -0.000427   -0.002234   -0.008571    0.001280   -0.000029 
          52         INV Combination         Max    0.002044    0.002201   -0.006910    0.001579   -0.000017 
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          52         INV Combination         Min   -0.002140   -0.002234   -0.009281    0.000719   -0.000029 
          53          PP   LinStatic               -0.000018  -1.852E-06   -0.006149    0.000270   -0.000020 
          53        PERM   LinStatic               -0.000018  -4.570E-06   -0.001625    0.000610   -0.000014 
          53        NEVE   LinStatic               -0.000012  -3.127E-06   -0.000684    0.000417  -9.905E-06 
          53      VENTOX   LinStatic               -0.000121   2.087E-06    0.000170   -0.000103   2.134E-06 
          53      VENTOY   LinStatic                0.000118    0.001072    0.000157   -0.000138   2.721E-06 
          53      SISMAX LinRespSpec         Max    0.002092   1.873E-06   4.860E-06   7.616E-07   6.512E-06 
          53      SISMAY LinRespSpec         Max    0.000379    0.002067    0.000034    0.000079   7.728E-07 
          53        TERM   LinStatic                0.001603    0.000749    0.000746   -0.000058   6.450E-06 
          53       COMB1 Combination         Max    0.001567    0.000743   -0.007028    0.000822   -0.000028 
          53       COMB1 Combination         Min    0.001567    0.000743   -0.007028    0.000822   -0.000028 
          53       COMB2 Combination         Max    0.001555    0.000739   -0.007712    0.001239   -0.000038 
          53       COMB2 Combination         Min    0.001555    0.000739   -0.007712    0.001239   -0.000038 
          53       COMB3 Combination         Max    0.001446    0.000745   -0.006858    0.000719   -0.000026 
          53       COMB3 Combination         Min    0.001446    0.000745   -0.006858    0.000719   -0.000026 
          53       COMB4 Combination         Max    0.001685    0.001815   -0.006871    0.000683   -0.000025 
          53       COMB4 Combination         Min    0.001685    0.001815   -0.006871    0.000683   -0.000025 
          53       COMB5 Combination         Max    0.001433    0.000742   -0.007542    0.001136   -0.000036 
          53       COMB5 Combination         Min    0.001433    0.000742   -0.007542    0.001136   -0.000036 
          53       COMB6 Combination         Max    0.001672    0.001812   -0.007555    0.001101   -0.000035 
          53       COMB6 Combination         Min    0.001672    0.001812   -0.007555    0.001101   -0.000035 
          53       COMB7 Combination         Max   -0.001639   -0.000755   -0.008520    0.000938   -0.000041 
          53       COMB7 Combination         Min   -0.001639   -0.000755   -0.008520    0.000938   -0.000041 
          53       COMB8 Combination         Max   -0.001651   -0.000759   -0.009204    0.001355   -0.000051 
          53       COMB8 Combination         Min   -0.001651   -0.000759   -0.009204    0.001355   -0.000051 
          53       COMB9 Combination         Max   -0.001760   -0.000753   -0.008350    0.000835   -0.000039 
          53       COMB9 Combination         Min   -0.001760   -0.000753   -0.008350    0.000835   -0.000039 
          53      COMB10 Combination         Max   -0.001521    0.000317   -0.008363    0.000800   -0.000038 
          53      COMB10 Combination         Min   -0.001521    0.000317   -0.008363    0.000800   -0.000038 
          53      COMB11 Combination         Max   -0.001772   -0.000756   -0.009034    0.001252   -0.000049 
          53      COMB11 Combination         Min   -0.001772   -0.000756   -0.009034    0.001252   -0.000049 
          53      COMB12 Combination         Max   -0.001534    0.000314   -0.009047    0.001217   -0.000048 
          53      COMB12 Combination         Min   -0.001534    0.000314   -0.009047    0.001217   -0.000048 
          53      COMB13 Combination         Max    0.002044  -7.677E-06   -0.008453    0.001298   -0.000038 
          53      COMB13 Combination         Min   -0.002141   -0.000011   -0.008463    0.001296   -0.000051 
          53      COMB14 Combination         Max    0.000331    0.002057   -0.008424    0.001376   -0.000044 
          53      COMB14 Combination         Min   -0.000428   -0.002076   -0.008493    0.001218   -0.000045 
          53         INV Combination         Max    0.002044    0.002057   -0.006858    0.001376   -0.000025 
          53         INV Combination         Min   -0.002141   -0.002076   -0.009204    0.000683   -0.000051 
          54          PP   LinStatic               -0.000018  -6.574E-08   -0.006079    0.000037   -0.000038 
          54        PERM   LinStatic               -0.000018  -9.112E-08   -0.001569    0.000015   -0.000026 
          54        NEVE   LinStatic               -0.000012  -6.235E-08   -0.000646    0.000010   -0.000018 
          54      VENTOX   LinStatic               -0.000121  -9.800E-08    0.000159  -2.698E-06   6.307E-06 
          54      VENTOY   LinStatic                0.000118    0.000988    0.000146   -0.000011   5.553E-06 
          54      SISMAX LinRespSpec         Max    0.002092   1.647E-07    0.000028   4.670E-06    0.000020 
          54      SISMAY LinRespSpec         Max    0.000379    0.001939    0.000034    0.000020   1.411E-06 
          54        TERM   LinStatic                0.001978    0.000750    0.000721   -0.000012    0.000020 
          54       COMB1 Combination         Max    0.001941    0.000750   -0.006927    0.000040   -0.000043 
          54       COMB1 Combination         Min    0.001941    0.000750   -0.006927    0.000040   -0.000043 
          54       COMB2 Combination         Max    0.001929    0.000749   -0.007573    0.000050   -0.000061 
          54       COMB2 Combination         Min    0.001929    0.000749   -0.007573    0.000050   -0.000061 
          54       COMB3 Combination         Max    0.001820    0.000749   -0.006769    0.000037   -0.000037 
          54       COMB3 Combination         Min    0.001820    0.000749   -0.006769    0.000037   -0.000037 
          54       COMB4 Combination         Max    0.002059    0.001738   -0.006781    0.000029   -0.000038 
          54       COMB4 Combination         Min    0.002059    0.001738   -0.006781    0.000029   -0.000038 
          54       COMB5 Combination         Max    0.001808    0.000749   -0.007414    0.000047   -0.000055 
          54       COMB5 Combination         Min    0.001808    0.000749   -0.007414    0.000047   -0.000055 
          54       COMB6 Combination         Max    0.002047    0.001738   -0.007427    0.000039   -0.000056 
          54       COMB6 Combination         Min    0.002047    0.001738   -0.007427    0.000039   -0.000056 
          54       COMB7 Combination         Max   -0.002014   -0.000750   -0.008369    0.000064   -0.000084 
          54       COMB7 Combination         Min   -0.002014   -0.000750   -0.008369    0.000064   -0.000084 
          54       COMB8 Combination         Max   -0.002026   -0.000750   -0.009014    0.000074   -0.000102 
          54       COMB8 Combination         Min   -0.002026   -0.000750   -0.009014    0.000074   -0.000102 
          54       COMB9 Combination         Max   -0.002135   -0.000750   -0.008210    0.000061   -0.000078 
          54       COMB9 Combination         Min   -0.002135   -0.000750   -0.008210    0.000061   -0.000078 
          54      COMB10 Combination         Max   -0.001896    0.000238   -0.008223    0.000053   -0.000079 
          54      COMB10 Combination         Min   -0.001896    0.000238   -0.008223    0.000053   -0.000079 
          54      COMB11 Combination         Max   -0.002147   -0.000750   -0.008856    0.000071   -0.000096 
          54      COMB11 Combination         Min   -0.002147   -0.000750   -0.008856    0.000071   -0.000096 
          54      COMB12 Combination         Max   -0.001908    0.000238   -0.008868    0.000063   -0.000096 
          54      COMB12 Combination         Min   -0.001908    0.000238   -0.008868    0.000063   -0.000096 
          54      COMB13 Combination         Max    0.002044  -5.455E-08   -0.008266    0.000067   -0.000062 
          54      COMB13 Combination         Min   -0.002141  -3.839E-07   -0.008322    0.000057   -0.000101 
          54      COMB14 Combination         Max    0.000331    0.001939   -0.008260    0.000082   -0.000080 
          54      COMB14 Combination         Min   -0.000428   -0.001939   -0.008328    0.000042   -0.000083 
          54         INV Combination         Max    0.002059    0.001939   -0.006769    0.000082   -0.000037 
          54         INV Combination         Min   -0.002147   -0.001939   -0.009014    0.000029   -0.000102 
          ~1          PP   LinStatic                0.000000   1.763E-10   -0.006174    0.000000  -5.677E-06 
          ~1        PERM   LinStatic                0.000000   1.127E-09   -0.001686    0.000000  -1.503E-06 
          ~1        NEVE   LinStatic                0.000000   7.714E-10   -0.000726    0.000000  -1.028E-06 
          ~1      VENTOX   LinStatic                0.000000  -1.906E-10    0.000178    0.000000   2.057E-07 
          ~1      VENTOY   LinStatic                0.000000   6.854E-09    0.000201    0.000000   3.632E-07 
          ~1      SISMAX LinRespSpec         Max   2.539E-08   1.839E-08    0.000019    0.000000   8.082E-07 
          ~1      SISMAY LinRespSpec         Max   2.771E-09   1.925E-07    0.000071    0.000000   2.876E-07 
          ~1        TERM   LinStatic                0.000000   1.406E-10  -6.402E-06    0.000000  -7.839E-07 
          ~1       COMB1 Combination         Max    0.000000   1.444E-09   -0.007866    0.000000  -7.965E-06 
          ~1       COMB1 Combination         Min    0.000000   1.444E-09   -0.007866    0.000000  -7.965E-06 
          ~1       COMB2 Combination         Max    0.000000   2.216E-09   -0.008592    0.000000  -8.992E-06 
          ~1       COMB2 Combination         Min    0.000000   2.216E-09   -0.008592    0.000000  -8.992E-06 
          ~1       COMB3 Combination         Max    0.000000   1.254E-09   -0.007689    0.000000  -7.759E-06 
          ~1       COMB3 Combination         Min    0.000000   1.254E-09   -0.007689    0.000000  -7.759E-06 
          ~1       COMB4 Combination         Max    0.000000   8.298E-09   -0.007665    0.000000  -7.601E-06 
          ~1       COMB4 Combination         Min    0.000000   8.298E-09   -0.007665    0.000000  -7.601E-06 
          ~1       COMB5 Combination         Max    0.000000   2.025E-09   -0.008414    0.000000  -8.787E-06 
          ~1       COMB5 Combination         Min    0.000000   2.025E-09   -0.008414    0.000000  -8.787E-06 
          ~1       COMB6 Combination         Max    0.000000   9.069E-09   -0.008391    0.000000  -8.629E-06 
          ~1       COMB6 Combination         Min    0.000000   9.069E-09   -0.008391    0.000000  -8.629E-06 
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          ~1       COMB7 Combination         Max    0.000000   1.163E-09   -0.007853    0.000000  -6.397E-06 
          ~1       COMB7 Combination         Min    0.000000   1.163E-09   -0.007853    0.000000  -6.397E-06 
          ~1       COMB8 Combination         Max    0.000000   1.934E-09   -0.008579    0.000000  -7.425E-06 
          ~1       COMB8 Combination         Min    0.000000   1.934E-09   -0.008579    0.000000  -7.425E-06 
          ~1       COMB9 Combination         Max    0.000000   9.725E-10   -0.007676    0.000000  -6.191E-06 
          ~1       COMB9 Combination         Min    0.000000   9.725E-10   -0.007676    0.000000  -6.191E-06 
          ~1      COMB10 Combination         Max    0.000000   8.017E-09   -0.007652    0.000000  -6.034E-06 
          ~1      COMB10 Combination         Min    0.000000   8.017E-09   -0.007652    0.000000  -6.034E-06 
          ~1      COMB11 Combination         Max    0.000000   1.744E-09   -0.008402    0.000000  -7.219E-06 
          ~1      COMB11 Combination         Min    0.000000   1.744E-09   -0.008402    0.000000  -7.219E-06 
          ~1      COMB12 Combination         Max    0.000000   8.788E-09   -0.008378    0.000000  -7.061E-06 
          ~1      COMB12 Combination         Min    0.000000   8.788E-09   -0.008378    0.000000  -7.061E-06 
          ~1      COMB13 Combination         Max   2.539E-08   2.047E-08   -0.008566    0.000000  -7.400E-06 
          ~1      COMB13 Combination         Min  -2.539E-08  -1.632E-08   -0.008605    0.000000  -9.017E-06 
          ~1      COMB14 Combination         Max   2.771E-09   1.945E-07   -0.008515    0.000000  -7.921E-06 
          ~1      COMB14 Combination         Min  -2.771E-09  -1.904E-07   -0.008657    0.000000  -8.496E-06 
          ~1         INV Combination         Max   2.539E-08   1.945E-07   -0.007652    0.000000  -6.034E-06 
          ~1         INV Combination         Min  -2.539E-08  -1.904E-07   -0.008657    0.000000  -9.017E-06 
          ~2          PP   LinStatic                0.000000   2.164E-10   -0.006166    0.000000  -7.978E-06 
          ~2        PERM   LinStatic                0.000000   1.376E-09   -0.001684    0.000000  -2.124E-06 
          ~2        NEVE   LinStatic                0.000000   9.416E-10   -0.000725    0.000000  -1.453E-06 
          ~2      VENTOX   LinStatic                0.000000  -2.326E-10    0.000177    0.000000   2.817E-07 
          ~2      VENTOY   LinStatic                0.000000   8.233E-09    0.000201    0.000000   5.289E-07 
          ~2      SISMAX LinRespSpec         Max   4.121E-08   2.905E-08    0.000018    0.000000   1.297E-06 
          ~2      SISMAY LinRespSpec         Max   4.497E-09   2.955E-07    0.000071    0.000000   4.445E-07 
          ~2        TERM   LinStatic                0.000000   1.726E-10  -5.425E-06    0.000000  -1.261E-06 
          ~2       COMB1 Combination         Max    0.000000   1.765E-09   -0.007856    0.000000   -0.000011 
          ~2       COMB1 Combination         Min    0.000000   1.765E-09   -0.007856    0.000000   -0.000011 
          ~2       COMB2 Combination         Max    0.000000   2.707E-09   -0.008580    0.000000   -0.000013 
          ~2       COMB2 Combination         Min    0.000000   2.707E-09   -0.008580    0.000000   -0.000013 
          ~2       COMB3 Combination         Max    0.000000   1.533E-09   -0.007678    0.000000   -0.000011 
          ~2       COMB3 Combination         Min    0.000000   1.533E-09   -0.007678    0.000000   -0.000011 
          ~2       COMB4 Combination         Max    0.000000   9.998E-09   -0.007655    0.000000   -0.000011 
          ~2       COMB4 Combination         Min    0.000000   9.998E-09   -0.007655    0.000000   -0.000011 
          ~2       COMB5 Combination         Max    0.000000   2.474E-09   -0.008403    0.000000   -0.000013 
          ~2       COMB5 Combination         Min    0.000000   2.474E-09   -0.008403    0.000000   -0.000013 
          ~2       COMB6 Combination         Max    0.000000   1.094E-08   -0.008380    0.000000   -0.000012 
          ~2       COMB6 Combination         Min    0.000000   1.094E-08   -0.008380    0.000000   -0.000012 
          ~2       COMB7 Combination         Max    0.000000   1.420E-09   -0.007845    0.000000  -8.840E-06 
          ~2       COMB7 Combination         Min    0.000000   1.420E-09   -0.007845    0.000000  -8.840E-06 
          ~2       COMB8 Combination         Max    0.000000   2.362E-09   -0.008570    0.000000   -0.000010 
          ~2       COMB8 Combination         Min    0.000000   2.362E-09   -0.008570    0.000000   -0.000010 
          ~2       COMB9 Combination         Max    0.000000   1.188E-09   -0.007668    0.000000  -8.558E-06 
          ~2       COMB9 Combination         Min    0.000000   1.188E-09   -0.007668    0.000000  -8.558E-06 
          ~2      COMB10 Combination         Max    0.000000   9.653E-09   -0.007644    0.000000  -8.311E-06 
          ~2      COMB10 Combination         Min    0.000000   9.653E-09   -0.007644    0.000000  -8.311E-06 
          ~2      COMB11 Combination         Max    0.000000   2.129E-09   -0.008392    0.000000   -0.000010 
          ~2      COMB11 Combination         Min    0.000000   2.129E-09   -0.008392    0.000000   -0.000010 
          ~2      COMB12 Combination         Max    0.000000   1.059E-08   -0.008369    0.000000  -9.764E-06 
          ~2      COMB12 Combination         Min    0.000000   1.059E-08   -0.008369    0.000000  -9.764E-06 
          ~2      COMB13 Combination         Max   4.121E-08   3.158E-08   -0.008557    0.000000   -0.000010 
          ~2      COMB13 Combination         Min  -4.121E-08  -2.651E-08   -0.008593    0.000000   -0.000013 
          ~2      COMB14 Combination         Max   4.497E-09   2.980E-07   -0.008504    0.000000   -0.000011 
          ~2      COMB14 Combination         Min  -4.497E-09  -2.929E-07   -0.008646    0.000000   -0.000012 
          ~2         INV Combination         Max   4.121E-08   2.980E-07   -0.007644    0.000000  -8.311E-06 
          ~2         INV Combination         Min  -4.121E-08  -2.929E-07   -0.008646    0.000000   -0.000013 
          ~3          PP   LinStatic                0.000000   1.686E-10   -0.006160    0.000000  -6.815E-06 
          ~3        PERM   LinStatic                0.000000   1.063E-09   -0.001682    0.000000  -1.827E-06 
          ~3        NEVE   LinStatic                0.000000   7.275E-10   -0.000723    0.000000  -1.250E-06 
          ~3      VENTOX   LinStatic                0.000000  -1.796E-10    0.000177    0.000000   2.322E-07 
          ~3      VENTOY   LinStatic                0.000000   6.198E-09    0.000200    0.000000   4.729E-07 
          ~3      SISMAX LinRespSpec         Max   4.121E-08   2.701E-08    0.000017    0.000000   1.293E-06 
          ~3      SISMAY LinRespSpec         Max   4.497E-09   2.637E-07    0.000070    0.000000   4.259E-07 
          ~3        TERM   LinStatic                0.000000   1.345E-10  -4.332E-06    0.000000  -1.260E-06 
          ~3       COMB1 Combination         Max    0.000000   1.366E-09   -0.007847    0.000000  -9.902E-06 
          ~3       COMB1 Combination         Min    0.000000   1.366E-09   -0.007847    0.000000  -9.902E-06 
          ~3       COMB2 Combination         Max    0.000000   2.094E-09   -0.008570    0.000000   -0.000011 
          ~3       COMB2 Combination         Min    0.000000   2.094E-09   -0.008570    0.000000   -0.000011 
          ~3       COMB3 Combination         Max    0.000000   1.187E-09   -0.007669    0.000000  -9.670E-06 
          ~3       COMB3 Combination         Min    0.000000   1.187E-09   -0.007669    0.000000  -9.670E-06 
          ~3       COMB4 Combination         Max    0.000000   7.564E-09   -0.007646    0.000000  -9.429E-06 
          ~3       COMB4 Combination         Min    0.000000   7.564E-09   -0.007646    0.000000  -9.429E-06 
          ~3       COMB5 Combination         Max    0.000000   1.914E-09   -0.008393    0.000000   -0.000011 
          ~3       COMB5 Combination         Min    0.000000   1.914E-09   -0.008393    0.000000   -0.000011 
          ~3       COMB6 Combination         Max    0.000000   8.292E-09   -0.008370    0.000000   -0.000011 
          ~3       COMB6 Combination         Min    0.000000   8.292E-09   -0.008370    0.000000   -0.000011 
          ~3       COMB7 Combination         Max    0.000000   1.097E-09   -0.007838    0.000000  -7.382E-06 
          ~3       COMB7 Combination         Min    0.000000   1.097E-09   -0.007838    0.000000  -7.382E-06 
          ~3       COMB8 Combination         Max    0.000000   1.825E-09   -0.008561    0.000000  -8.632E-06 
          ~3       COMB8 Combination         Min    0.000000   1.825E-09   -0.008561    0.000000  -8.632E-06 
          ~3       COMB9 Combination         Max    0.000000   9.178E-10   -0.007661    0.000000  -7.150E-06 
          ~3       COMB9 Combination         Min    0.000000   9.178E-10   -0.007661    0.000000  -7.150E-06 
          ~3      COMB10 Combination         Max    0.000000   7.295E-09   -0.007638    0.000000  -6.909E-06 
          ~3      COMB10 Combination         Min    0.000000   7.295E-09   -0.007638    0.000000  -6.909E-06 
          ~3      COMB11 Combination         Max    0.000000   1.645E-09   -0.008384    0.000000  -8.400E-06 
          ~3      COMB11 Combination         Min    0.000000   1.645E-09   -0.008384    0.000000  -8.400E-06 
          ~3      COMB12 Combination         Max    0.000000   8.023E-09   -0.008361    0.000000  -8.160E-06 
          ~3      COMB12 Combination         Min    0.000000   8.023E-09   -0.008361    0.000000  -8.160E-06 
          ~3      COMB13 Combination         Max   4.121E-08   2.897E-08   -0.008549    0.000000  -8.600E-06 
          ~3      COMB13 Combination         Min  -4.121E-08  -2.505E-08   -0.008583    0.000000   -0.000011 
          ~3      COMB14 Combination         Max   4.497E-09   2.657E-07   -0.008495    0.000000  -9.467E-06 
          ~3      COMB14 Combination         Min  -4.497E-09  -2.618E-07   -0.008636    0.000000   -0.000010 
          ~3         INV Combination         Max   4.121E-08   2.657E-07   -0.007638    0.000000  -6.909E-06 
          ~3         INV Combination         Min  -4.121E-08  -2.618E-07   -0.008636    0.000000   -0.000011 
          ~4          PP   LinStatic                0.000000   7.991E-11   -0.006156    0.000000  -3.505E-06 
          ~4        PERM   LinStatic                0.000000   4.959E-10   -0.001681    0.000000  -9.494E-07 
          ~4        NEVE   LinStatic                0.000000   3.393E-10   -0.000723    0.000000  -6.502E-07 
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          ~4      VENTOX   LinStatic                0.000000  -8.372E-11    0.000177    0.000000   1.133E-07 
          ~4      VENTOY   LinStatic                0.000000   2.749E-09    0.000200    0.000000   2.587E-07 
          ~4      SISMAX LinRespSpec         Max   2.539E-08   1.466E-08    0.000016    0.000000   7.995E-07 
          ~4      SISMAY LinRespSpec         Max   2.771E-09   1.366E-07    0.000070    0.000000   2.528E-07 
          ~4        TERM   LinStatic                0.000000   6.370E-11  -3.359E-06    0.000000  -7.814E-07 
          ~4       COMB1 Combination         Max    0.000000   6.395E-10   -0.007841    0.000000  -5.236E-06 
          ~4       COMB1 Combination         Min    0.000000   6.395E-10   -0.007841    0.000000  -5.236E-06 
          ~4       COMB2 Combination         Max    0.000000   9.788E-10   -0.008563    0.000000  -5.886E-06 
          ~4       COMB2 Combination         Min    0.000000   9.788E-10   -0.008563    0.000000  -5.886E-06 
          ~4       COMB3 Combination         Max    0.000000   5.558E-10   -0.007663    0.000000  -5.122E-06 
          ~4       COMB3 Combination         Min    0.000000   5.558E-10   -0.007663    0.000000  -5.122E-06 
          ~4       COMB4 Combination         Max    0.000000   3.388E-09   -0.007641    0.000000  -4.977E-06 
          ~4       COMB4 Combination         Min    0.000000   3.388E-09   -0.007641    0.000000  -4.977E-06 
          ~4       COMB5 Combination         Max    0.000000   8.950E-10   -0.008386    0.000000  -5.773E-06 
          ~4       COMB5 Combination         Min    0.000000   8.950E-10   -0.008386    0.000000  -5.773E-06 
          ~4       COMB6 Combination         Max    0.000000   3.728E-09   -0.008363    0.000000  -5.627E-06 
          ~4       COMB6 Combination         Min    0.000000   3.728E-09   -0.008363    0.000000  -5.627E-06 
          ~4       COMB7 Combination         Max    0.000000   5.121E-10   -0.007834    0.000000  -3.673E-06 
          ~4       COMB7 Combination         Min    0.000000   5.121E-10   -0.007834    0.000000  -3.673E-06 
          ~4       COMB8 Combination         Max    0.000000   8.514E-10   -0.008557    0.000000  -4.323E-06 
          ~4       COMB8 Combination         Min    0.000000   8.514E-10   -0.008557    0.000000  -4.323E-06 
          ~4       COMB9 Combination         Max    0.000000   4.284E-10   -0.007657    0.000000  -3.560E-06 
          ~4       COMB9 Combination         Min    0.000000   4.284E-10   -0.007657    0.000000  -3.560E-06 
          ~4      COMB10 Combination         Max    0.000000   3.261E-09   -0.007634    0.000000  -3.414E-06 
          ~4      COMB10 Combination         Min    0.000000   3.261E-09   -0.007634    0.000000  -3.414E-06 
          ~4      COMB11 Combination         Max    0.000000   7.676E-10   -0.008379    0.000000  -4.210E-06 
          ~4      COMB11 Combination         Min    0.000000   7.676E-10   -0.008379    0.000000  -4.210E-06 
          ~4      COMB12 Combination         Max    0.000000   3.600E-09   -0.008357    0.000000  -4.065E-06 
          ~4      COMB12 Combination         Min    0.000000   3.600E-09   -0.008357    0.000000  -4.065E-06 
          ~4      COMB13 Combination         Max   2.539E-08   1.558E-08   -0.008544    0.000000  -4.305E-06 
          ~4      COMB13 Combination         Min  -2.539E-08  -1.375E-08   -0.008576    0.000000  -5.904E-06 
          ~4      COMB14 Combination         Max   2.771E-09   1.375E-07   -0.008490    0.000000  -4.852E-06 
          ~4      COMB14 Combination         Min  -2.771E-09  -1.357E-07   -0.008630    0.000000  -5.357E-06 
          ~4         INV Combination         Max   2.539E-08   1.375E-07   -0.007634    0.000000  -3.414E-06 
          ~4         INV Combination         Min  -2.539E-08  -1.357E-07   -0.008630    0.000000  -5.904E-06 
          ~5          PP   LinStatic                0.000000  -3.473E-11   -0.006152    0.000000  -2.014E-06 
          ~5        PERM   LinStatic                0.000000  -2.644E-10   -0.001680    0.000000  -3.738E-07 
          ~5        NEVE   LinStatic                0.000000  -1.809E-10   -0.000722    0.000000  -2.551E-07 
          ~5      VENTOX   LinStatic                0.000000   4.445E-11    0.000177    0.000000   2.324E-08 
          ~5      VENTOY   LinStatic                0.000000  -1.092E-09    0.000200    0.000000   1.823E-07 
          ~5      SISMAX LinRespSpec         Max   2.574E-08   1.282E-08    0.000015    0.000000   6.769E-07 
          ~5      SISMAY LinRespSpec         Max   2.182E-09   1.735E-07    0.000070    0.000000   3.207E-07 
          ~5        TERM   LinStatic                0.000000  -2.790E-11  -2.391E-06    0.000000  -5.831E-07 
          ~5       COMB1 Combination         Max    0.000000  -3.271E-10   -0.007835    0.000000  -2.971E-06 
          ~5       COMB1 Combination         Min    0.000000  -3.271E-10   -0.007835    0.000000  -2.971E-06 
          ~5       COMB2 Combination         Max    0.000000  -5.080E-10   -0.008557    0.000000  -3.226E-06 
          ~5       COMB2 Combination         Min    0.000000  -5.080E-10   -0.008557    0.000000  -3.226E-06 
          ~5       COMB3 Combination         Max    0.000000  -2.826E-10   -0.007658    0.000000  -2.947E-06 
          ~5       COMB3 Combination         Min    0.000000  -2.826E-10   -0.007658    0.000000  -2.947E-06 
          ~5       COMB4 Combination         Max    0.000000  -1.419E-09   -0.007635    0.000000  -2.788E-06 
          ~5       COMB4 Combination         Min    0.000000  -1.419E-09   -0.007635    0.000000  -2.788E-06 
          ~5       COMB5 Combination         Max    0.000000  -4.635E-10   -0.008380    0.000000  -3.202E-06 
          ~5       COMB5 Combination         Min    0.000000  -4.635E-10   -0.008380    0.000000  -3.202E-06 
          ~5       COMB6 Combination         Max    0.000000  -1.600E-09   -0.008357    0.000000  -3.043E-06 
          ~5       COMB6 Combination         Min    0.000000  -1.600E-09   -0.008357    0.000000  -3.043E-06 
          ~5       COMB7 Combination         Max    0.000000  -2.712E-10   -0.007830    0.000000  -1.804E-06 
          ~5       COMB7 Combination         Min    0.000000  -2.712E-10   -0.007830    0.000000  -1.804E-06 
          ~5       COMB8 Combination         Max    0.000000  -4.522E-10   -0.008552    0.000000  -2.059E-06 
          ~5       COMB8 Combination         Min    0.000000  -4.522E-10   -0.008552    0.000000  -2.059E-06 
          ~5       COMB9 Combination         Max    0.000000  -2.268E-10   -0.007653    0.000000  -1.781E-06 
          ~5       COMB9 Combination         Min    0.000000  -2.268E-10   -0.007653    0.000000  -1.781E-06 
          ~5      COMB10 Combination         Max    0.000000  -1.363E-09   -0.007630    0.000000  -1.622E-06 
          ~5      COMB10 Combination         Min    0.000000  -1.363E-09   -0.007630    0.000000  -1.622E-06 
          ~5      COMB11 Combination         Max    0.000000  -4.077E-10   -0.008375    0.000000  -2.036E-06 
          ~5      COMB11 Combination         Min    0.000000  -4.077E-10   -0.008375    0.000000  -2.036E-06 
          ~5      COMB12 Combination         Max    0.000000  -1.544E-09   -0.008352    0.000000  -1.877E-06 
          ~5      COMB12 Combination         Min    0.000000  -1.544E-09   -0.008352    0.000000  -1.877E-06 
          ~5      COMB13 Combination         Max   2.574E-08   1.234E-08   -0.008539    0.000000  -1.966E-06 
          ~5      COMB13 Combination         Min  -2.574E-08  -1.330E-08   -0.008570    0.000000  -3.320E-06 
          ~5      COMB14 Combination         Max   2.182E-09   1.730E-07   -0.008485    0.000000  -2.322E-06 
          ~5      COMB14 Combination         Min  -2.182E-09  -1.740E-07   -0.008624    0.000000  -2.963E-06 
          ~5         INV Combination         Max   2.574E-08   1.730E-07   -0.007630    0.000000  -1.622E-06 
          ~5         INV Combination         Min  -2.574E-08  -1.740E-07   -0.008624    0.000000  -3.320E-06 
          ~6          PP   LinStatic                0.000000  -4.341E-11   -0.006149    0.000000  -2.079E-06 
          ~6        PERM   LinStatic                0.000000  -4.218E-10   -0.001680    0.000000  -3.053E-07 
          ~6        NEVE   LinStatic                0.000000  -2.886E-10   -0.000722    0.000000  -2.087E-07 
          ~6      VENTOX   LinStatic                0.000000   7.077E-11    0.000177    0.000000  -1.218E-08 
          ~6      VENTOY   LinStatic                0.000000  -1.605E-09    0.000199    0.000000   2.378E-07 
          ~6      SISMAX LinRespSpec         Max   4.178E-08   2.193E-08    0.000014    0.000000   1.087E-06 
          ~6      SISMAY LinRespSpec         Max   3.541E-09   3.096E-07    0.000069    0.000000   4.985E-07 
          ~6        TERM   LinStatic                0.000000  -3.526E-11  -1.665E-06    0.000000  -9.390E-07 
          ~6       COMB1 Combination         Max    0.000000  -5.004E-10   -0.007831    0.000000  -3.324E-06 
          ~6       COMB1 Combination         Min    0.000000  -5.004E-10   -0.007831    0.000000  -3.324E-06 
          ~6       COMB2 Combination         Max    0.000000  -7.890E-10   -0.008552    0.000000  -3.533E-06 
          ~6       COMB2 Combination         Min    0.000000  -7.890E-10   -0.008552    0.000000  -3.533E-06 
          ~6       COMB3 Combination         Max    0.000000  -4.297E-10   -0.007654    0.000000  -3.336E-06 
          ~6       COMB3 Combination         Min    0.000000  -4.297E-10   -0.007654    0.000000  -3.336E-06 
          ~6       COMB4 Combination         Max    0.000000  -2.106E-09   -0.007631    0.000000  -3.086E-06 
          ~6       COMB4 Combination         Min    0.000000  -2.106E-09   -0.007631    0.000000  -3.086E-06 
          ~6       COMB5 Combination         Max    0.000000  -7.182E-10   -0.008375    0.000000  -3.545E-06 
          ~6       COMB5 Combination         Min    0.000000  -7.182E-10   -0.008375    0.000000  -3.545E-06 
          ~6       COMB6 Combination         Max    0.000000  -2.394E-09   -0.008353    0.000000  -3.295E-06 
          ~6       COMB6 Combination         Min    0.000000  -2.394E-09   -0.008353    0.000000  -3.295E-06 
          ~6       COMB7 Combination         Max    0.000000  -4.299E-10   -0.007827    0.000000  -1.446E-06 
          ~6       COMB7 Combination         Min    0.000000  -4.299E-10   -0.007827    0.000000  -1.446E-06 
          ~6       COMB8 Combination         Max    0.000000  -7.185E-10   -0.008549    0.000000  -1.655E-06 
          ~6       COMB8 Combination         Min    0.000000  -7.185E-10   -0.008549    0.000000  -1.655E-06 
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          ~6       COMB9 Combination         Max    0.000000  -3.591E-10   -0.007650    0.000000  -1.458E-06 
          ~6       COMB9 Combination         Min    0.000000  -3.591E-10   -0.007650    0.000000  -1.458E-06 
          ~6      COMB10 Combination         Max    0.000000  -2.035E-09   -0.007628    0.000000  -1.208E-06 
          ~6      COMB10 Combination         Min    0.000000  -2.035E-09   -0.007628    0.000000  -1.208E-06 
          ~6      COMB11 Combination         Max    0.000000  -6.477E-10   -0.008372    0.000000  -1.667E-06 
          ~6      COMB11 Combination         Min    0.000000  -6.477E-10   -0.008372    0.000000  -1.667E-06 
          ~6      COMB12 Combination         Max    0.000000  -2.324E-09   -0.008350    0.000000  -1.417E-06 
          ~6      COMB12 Combination         Min    0.000000  -2.324E-09   -0.008350    0.000000  -1.417E-06 
          ~6      COMB13 Combination         Max   4.178E-08   2.117E-08   -0.008536    0.000000  -1.507E-06 
          ~6      COMB13 Combination         Min  -4.178E-08  -2.268E-08   -0.008565    0.000000  -3.680E-06 
          ~6      COMB14 Combination         Max   3.541E-09   3.089E-07   -0.008481    0.000000  -2.095E-06 
          ~6      COMB14 Combination         Min  -3.541E-09  -3.104E-07   -0.008620    0.000000  -3.092E-06 
          ~6         INV Combination         Max   4.178E-08   3.089E-07   -0.007628    0.000000  -1.208E-06 
          ~6         INV Combination         Min  -4.178E-08  -3.104E-07   -0.008620    0.000000  -3.680E-06 
          ~7          PP   LinStatic                0.000000  -3.477E-11   -0.006148    0.000000  -9.206E-07 
          ~7        PERM   LinStatic                0.000000  -4.458E-10   -0.001680    0.000000  -9.959E-09 
          ~7        NEVE   LinStatic                0.000000  -3.050E-10   -0.000722    0.000000  -7.029E-09 
          ~7      VENTOX   LinStatic                0.000000   7.469E-11    0.000177    0.000000  -6.163E-08 
          ~7      VENTOY   LinStatic                0.000000  -1.570E-09    0.000199    0.000000   1.821E-07 
          ~7      SISMAX LinRespSpec         Max   4.178E-08   2.162E-08    0.000013    0.000000   1.083E-06 
          ~7      SISMAY LinRespSpec         Max   3.541E-09   2.937E-07    0.000069    0.000000   4.804E-07 
          ~7        TERM   LinStatic                0.000000  -2.869E-11  -8.509E-07    0.000000  -9.387E-07 
          ~7       COMB1 Combination         Max    0.000000  -5.092E-10   -0.007828    0.000000  -1.869E-06 
          ~7       COMB1 Combination         Min    0.000000  -5.092E-10   -0.007828    0.000000  -1.869E-06 
          ~7       COMB2 Combination         Max    0.000000  -8.142E-10   -0.008550    0.000000  -1.876E-06 
          ~7       COMB2 Combination         Min    0.000000  -8.142E-10   -0.008550    0.000000  -1.876E-06 
          ~7       COMB3 Combination         Max    0.000000  -4.345E-10   -0.007651    0.000000  -1.931E-06 
          ~7       COMB3 Combination         Min    0.000000  -4.345E-10   -0.007651    0.000000  -1.931E-06 
          ~7       COMB4 Combination         Max    0.000000  -2.079E-09   -0.007629    0.000000  -1.687E-06 
          ~7       COMB4 Combination         Min    0.000000  -2.079E-09   -0.007629    0.000000  -1.687E-06 
          ~7       COMB5 Combination         Max    0.000000  -7.395E-10   -0.008373    0.000000  -1.938E-06 
          ~7       COMB5 Combination         Min    0.000000  -7.395E-10   -0.008373    0.000000  -1.938E-06 
          ~7       COMB6 Combination         Max    0.000000  -2.384E-09   -0.008351    0.000000  -1.694E-06 
          ~7       COMB6 Combination         Min    0.000000  -2.384E-09   -0.008351    0.000000  -1.694E-06 
          ~7       COMB7 Combination         Max    0.000000  -4.519E-10   -0.007827    0.000000   8.047E-09 
          ~7       COMB7 Combination         Min    0.000000  -4.519E-10   -0.007827    0.000000   8.047E-09 
          ~7       COMB8 Combination         Max    0.000000  -7.568E-10   -0.008548    0.000000   1.018E-09 
          ~7       COMB8 Combination         Min    0.000000  -7.568E-10   -0.008548    0.000000   1.018E-09 
          ~7       COMB9 Combination         Max    0.000000  -3.772E-10   -0.007650    0.000000  -5.358E-08 
          ~7       COMB9 Combination         Min    0.000000  -3.772E-10   -0.007650    0.000000  -5.358E-08 
          ~7      COMB10 Combination         Max    0.000000  -2.022E-09   -0.007627    0.000000   1.901E-07 
          ~7      COMB10 Combination         Min    0.000000  -2.022E-09   -0.007627    0.000000   1.901E-07 
          ~7      COMB11 Combination         Max    0.000000  -6.822E-10   -0.008371    0.000000  -6.061E-08 
          ~7      COMB11 Combination         Min    0.000000  -6.822E-10   -0.008371    0.000000  -6.061E-08 
          ~7      COMB12 Combination         Max    0.000000  -2.327E-09   -0.008349    0.000000   1.831E-07 
          ~7      COMB12 Combination         Min    0.000000  -2.327E-09   -0.008349    0.000000   1.831E-07 
          ~7      COMB13 Combination         Max   4.178E-08   2.084E-08   -0.008536    0.000000   1.456E-07 
          ~7      COMB13 Combination         Min  -4.178E-08  -2.241E-08   -0.008562    0.000000  -2.021E-06 
          ~7      COMB14 Combination         Max   3.541E-09   2.929E-07   -0.008480    0.000000  -4.572E-07 
          ~7      COMB14 Combination         Min  -3.541E-09  -2.945E-07   -0.008618    0.000000  -1.418E-06 
          ~7         INV Combination         Max   4.178E-08   2.929E-07   -0.007627    0.000000   1.901E-07 
          ~7         INV Combination         Min  -4.178E-08  -2.945E-07   -0.008618    0.000000  -2.021E-06 
          ~8          PP   LinStatic                0.000000  -1.730E-11   -0.006148    0.000000   1.513E-07 
          ~8        PERM   LinStatic                0.000000  -3.128E-10   -0.001680    0.000000   1.781E-07 
          ~8        NEVE   LinStatic                0.000000  -2.140E-10   -0.000722    0.000000   1.212E-07 
          ~8      VENTOX   LinStatic                0.000000   5.234E-11    0.000177    0.000000  -6.905E-08 
          ~8      VENTOY   LinStatic                0.000000  -1.021E-09    0.000199    0.000000   7.835E-08 
          ~8      SISMAX LinRespSpec         Max   2.574E-08   1.226E-08    0.000013    0.000000   6.701E-07 
          ~8      SISMAY LinRespSpec         Max   2.182E-09   1.453E-07    0.000068    0.000000   2.870E-07 
          ~8        TERM   LinStatic                0.000000  -1.465E-11  -1.259E-07    0.000000  -5.824E-07 
          ~8       COMB1 Combination         Max    0.000000  -3.448E-10   -0.007828    0.000000  -2.530E-07 
          ~8       COMB1 Combination         Min    0.000000  -3.448E-10   -0.007828    0.000000  -2.530E-07 
          ~8       COMB2 Combination         Max    0.000000  -5.588E-10   -0.008550    0.000000  -1.318E-07 
          ~8       COMB2 Combination         Min    0.000000  -5.588E-10   -0.008550    0.000000  -1.318E-07 
          ~8       COMB3 Combination         Max    0.000000  -2.924E-10   -0.007651    0.000000  -3.221E-07 
          ~8       COMB3 Combination         Min    0.000000  -2.924E-10   -0.007651    0.000000  -3.221E-07 
          ~8       COMB4 Combination         Max    0.000000  -1.366E-09   -0.007629    0.000000  -1.747E-07 
          ~8       COMB4 Combination         Min    0.000000  -1.366E-09   -0.007629    0.000000  -1.747E-07 
          ~8       COMB5 Combination         Max    0.000000  -5.065E-10   -0.008373    0.000000  -2.009E-07 
          ~8       COMB5 Combination         Min    0.000000  -5.065E-10   -0.008373    0.000000  -2.009E-07 
          ~8       COMB6 Combination         Max    0.000000  -1.580E-09   -0.008351    0.000000  -5.347E-08 
          ~8       COMB6 Combination         Min    0.000000  -1.580E-09   -0.008351    0.000000  -5.347E-08 
          ~8       COMB7 Combination         Max    0.000000  -3.155E-10   -0.007828    0.000000   9.119E-07 
          ~8       COMB7 Combination         Min    0.000000  -3.155E-10   -0.007828    0.000000   9.119E-07 
          ~8       COMB8 Combination         Max    0.000000  -5.295E-10   -0.008550    0.000000   1.033E-06 
          ~8       COMB8 Combination         Min    0.000000  -5.295E-10   -0.008550    0.000000   1.033E-06 
          ~8       COMB9 Combination         Max    0.000000  -2.632E-10   -0.007651    0.000000   8.428E-07 
          ~8       COMB9 Combination         Min    0.000000  -2.632E-10   -0.007651    0.000000   8.428E-07 
          ~8      COMB10 Combination         Max    0.000000  -1.337E-09   -0.007629    0.000000   9.902E-07 
          ~8      COMB10 Combination         Min    0.000000  -1.337E-09   -0.007629    0.000000   9.902E-07 
          ~8      COMB11 Combination         Max    0.000000  -4.772E-10   -0.008373    0.000000   9.640E-07 
          ~8      COMB11 Combination         Min    0.000000  -4.772E-10   -0.008373    0.000000   9.640E-07 
          ~8      COMB12 Combination         Max    0.000000  -1.551E-09   -0.008351    0.000000   1.111E-06 
          ~8      COMB12 Combination         Min    0.000000  -1.551E-09   -0.008351    0.000000   1.111E-06 
          ~8      COMB13 Combination         Max   2.574E-08   1.172E-08   -0.008538    0.000000   1.121E-06 
          ~8      COMB13 Combination         Min  -2.574E-08  -1.281E-08   -0.008563    0.000000  -2.195E-07 
          ~8      COMB14 Combination         Max   2.182E-09   1.448E-07   -0.008482    0.000000   7.376E-07 
          ~8      COMB14 Combination         Min  -2.182E-09  -1.458E-07   -0.008619    0.000000   1.637E-07 
          ~8         INV Combination         Max   2.574E-08   1.448E-07   -0.007629    0.000000   1.121E-06 
          ~8         INV Combination         Min  -2.574E-08  -1.458E-07   -0.008619    0.000000  -3.221E-07 
          ~9          PP   LinStatic                0.000000   8.929E-12   -0.006145    0.000000  -5.699E-06 
          ~9        PERM   LinStatic                0.000000   2.711E-10   -0.001679    0.000000  -1.541E-06 
          ~9        NEVE   LinStatic                0.000000   1.855E-10   -0.000721    0.000000  -1.054E-06 
          ~9      VENTOX   LinStatic                0.000000  -4.516E-11    0.000177    0.000000   2.289E-07 
          ~9      VENTOY   LinStatic                0.000000   6.652E-10    0.000199    0.000000   4.375E-07 
          ~9      SISMAX LinRespSpec         Max   2.506E-08   1.466E-08    0.000012    0.000000   5.257E-07 
          ~9      SISMAY LinRespSpec         Max   1.027E-09   1.617E-07    0.000068    0.000000   5.383E-07 
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          ~9        TERM   LinStatic                0.000000   8.073E-12   5.183E-07    0.000000  -3.255E-07 
          ~9       COMB1 Combination         Max    0.000000   2.881E-10   -0.007823    0.000000  -7.566E-06 
          ~9       COMB1 Combination         Min    0.000000   2.881E-10   -0.007823    0.000000  -7.566E-06 
          ~9       COMB2 Combination         Max    0.000000   4.735E-10   -0.008544    0.000000  -8.620E-06 
          ~9       COMB2 Combination         Min    0.000000   4.735E-10   -0.008544    0.000000  -8.620E-06 
          ~9       COMB3 Combination         Max    0.000000   2.429E-10   -0.007646    0.000000  -7.337E-06 
          ~9       COMB3 Combination         Min    0.000000   2.429E-10   -0.007646    0.000000  -7.337E-06 
          ~9       COMB4 Combination         Max    0.000000   9.533E-10   -0.007624    0.000000  -7.128E-06 
          ~9       COMB4 Combination         Min    0.000000   9.533E-10   -0.007624    0.000000  -7.128E-06 
          ~9       COMB5 Combination         Max    0.000000   4.284E-10   -0.008367    0.000000  -8.391E-06 
          ~9       COMB5 Combination         Min    0.000000   4.284E-10   -0.008367    0.000000  -8.391E-06 
          ~9       COMB6 Combination         Max    0.000000   1.139E-09   -0.008345    0.000000  -8.183E-06 
          ~9       COMB6 Combination         Min    0.000000   1.139E-09   -0.008345    0.000000  -8.183E-06 
          ~9       COMB7 Combination         Max    0.000000   2.719E-10   -0.007824    0.000000  -6.915E-06 
          ~9       COMB7 Combination         Min    0.000000   2.719E-10   -0.007824    0.000000  -6.915E-06 
          ~9       COMB8 Combination         Max    0.000000   4.574E-10   -0.008545    0.000000  -7.969E-06 
          ~9       COMB8 Combination         Min    0.000000   4.574E-10   -0.008545    0.000000  -7.969E-06 
          ~9       COMB9 Combination         Max    0.000000   2.268E-10   -0.007647    0.000000  -6.686E-06 
          ~9       COMB9 Combination         Min    0.000000   2.268E-10   -0.007647    0.000000  -6.686E-06 
          ~9      COMB10 Combination         Max    0.000000   9.372E-10   -0.007625    0.000000  -6.477E-06 
          ~9      COMB10 Combination         Min    0.000000   9.372E-10   -0.007625    0.000000  -6.477E-06 
          ~9      COMB11 Combination         Max    0.000000   4.122E-10   -0.008368    0.000000  -7.740E-06 
          ~9      COMB11 Combination         Min    0.000000   4.122E-10   -0.008368    0.000000  -7.740E-06 
          ~9      COMB12 Combination         Max    0.000000   1.123E-09   -0.008346    0.000000  -7.531E-06 
          ~9      COMB12 Combination         Min    0.000000   1.123E-09   -0.008346    0.000000  -7.531E-06 
          ~9      COMB13 Combination         Max   2.506E-08   1.512E-08   -0.008533    0.000000  -7.769E-06 
          ~9      COMB13 Combination         Min  -2.506E-08  -1.419E-08   -0.008556    0.000000  -8.820E-06 
          ~9      COMB14 Combination         Max   1.027E-09   1.622E-07   -0.008477    0.000000  -7.756E-06 
          ~9      COMB14 Combination         Min  -1.027E-09  -1.612E-07   -0.008612    0.000000  -8.833E-06 
          ~9         INV Combination         Max   2.506E-08   1.622E-07   -0.007624    0.000000  -6.477E-06 
          ~9         INV Combination         Min  -2.506E-08  -1.612E-07   -0.008612    0.000000  -8.833E-06 
         ~10          PP   LinStatic                0.000000   1.157E-11   -0.006137    0.000000  -8.021E-06 
         ~10        PERM   LinStatic                0.000000   3.300E-10   -0.001677    0.000000  -2.187E-06 
         ~10        NEVE   LinStatic                0.000000   2.258E-10   -0.000720    0.000000  -1.496E-06 
         ~10      VENTOX   LinStatic                0.000000  -5.479E-11    0.000177    0.000000   3.192E-07 
         ~10      VENTOY   LinStatic                0.000000   5.835E-10    0.000198    0.000000   6.494E-07 
         ~10      SISMAX LinRespSpec         Max   4.067E-08   2.700E-08    0.000011    0.000000   8.441E-07 
         ~10      SISMAY LinRespSpec         Max   1.667E-09   3.105E-07    0.000067    0.000000   8.497E-07 
         ~10        TERM   LinStatic                0.000000   1.047E-11   9.235E-07    0.000000  -5.248E-07 
         ~10       COMB1 Combination         Max    0.000000   3.520E-10   -0.007813    0.000000   -0.000011 
         ~10       COMB1 Combination         Min    0.000000   3.520E-10   -0.007813    0.000000   -0.000011 
         ~10       COMB2 Combination         Max    0.000000   5.778E-10   -0.008533    0.000000   -0.000012 
         ~10       COMB2 Combination         Min    0.000000   5.778E-10   -0.008533    0.000000   -0.000012 
         ~10       COMB3 Combination         Max    0.000000   2.973E-10   -0.007636    0.000000   -0.000010 
         ~10       COMB3 Combination         Min    0.000000   2.973E-10   -0.007636    0.000000   -0.000010 
         ~10       COMB4 Combination         Max    0.000000   9.356E-10   -0.007615    0.000000   -0.000010 
         ~10       COMB4 Combination         Min    0.000000   9.356E-10   -0.007615    0.000000   -0.000010 
         ~10       COMB5 Combination         Max    0.000000   5.231E-10   -0.008356    0.000000   -0.000012 
         ~10       COMB5 Combination         Min    0.000000   5.231E-10   -0.008356    0.000000   -0.000012 
         ~10       COMB6 Combination         Max    0.000000   1.161E-09   -0.008335    0.000000   -0.000012 
         ~10       COMB6 Combination         Min    0.000000   1.161E-09   -0.008335    0.000000   -0.000012 
         ~10       COMB7 Combination         Max    0.000000   3.311E-10   -0.007815    0.000000  -9.683E-06 
         ~10       COMB7 Combination         Min    0.000000   3.311E-10   -0.007815    0.000000  -9.683E-06 
         ~10       COMB8 Combination         Max    0.000000   5.569E-10   -0.008535    0.000000   -0.000011 
         ~10       COMB8 Combination         Min    0.000000   5.569E-10   -0.008535    0.000000   -0.000011 
         ~10       COMB9 Combination         Max    0.000000   2.763E-10   -0.007638    0.000000  -9.364E-06 
         ~10       COMB9 Combination         Min    0.000000   2.763E-10   -0.007638    0.000000  -9.364E-06 
         ~10      COMB10 Combination         Max    0.000000   9.146E-10   -0.007617    0.000000  -9.034E-06 
         ~10      COMB10 Combination         Min    0.000000   9.146E-10   -0.007617    0.000000  -9.034E-06 
         ~10      COMB11 Combination         Max    0.000000   5.021E-10   -0.008358    0.000000   -0.000011 
         ~10      COMB11 Combination         Min    0.000000   5.021E-10   -0.008358    0.000000   -0.000011 
         ~10      COMB12 Combination         Max    0.000000   1.140E-09   -0.008336    0.000000   -0.000011 
         ~10      COMB12 Combination         Min    0.000000   1.140E-09   -0.008336    0.000000   -0.000011 
         ~10      COMB13 Combination         Max   4.067E-08   2.757E-08   -0.008523    0.000000   -0.000011 
         ~10      COMB13 Combination         Min  -4.067E-08  -2.643E-08   -0.008545    0.000000   -0.000013 
         ~10      COMB14 Combination         Max   1.667E-09   3.110E-07   -0.008467    0.000000   -0.000011 
         ~10      COMB14 Combination         Min  -1.667E-09  -3.099E-07   -0.008601    0.000000   -0.000013 
         ~10         INV Combination         Max   4.067E-08   3.110E-07   -0.007615    0.000000  -9.034E-06 
         ~10         INV Combination         Min  -4.067E-08  -3.099E-07   -0.008601    0.000000   -0.000013 
         ~11          PP   LinStatic                0.000000   9.756E-12   -0.006131    0.000000  -6.866E-06 
         ~11        PERM   LinStatic                0.000000   2.538E-10   -0.001675    0.000000  -1.893E-06 
         ~11        NEVE   LinStatic                0.000000   1.737E-10   -0.000719    0.000000  -1.295E-06 
         ~11      VENTOX   LinStatic                0.000000  -4.190E-11    0.000176    0.000000   2.698E-07 
         ~11      VENTOY   LinStatic                0.000000   1.738E-10    0.000198    0.000000   5.940E-07 
         ~11      SISMAX LinRespSpec         Max   4.067E-08   2.846E-08    0.000010    0.000000   8.413E-07 
         ~11      SISMAY LinRespSpec         Max   1.667E-09   3.029E-07    0.000066    0.000000   8.323E-07 
         ~11        TERM   LinStatic                0.000000   8.832E-12   1.379E-06    0.000000  -5.251E-07 
         ~11       COMB1 Combination         Max    0.000000   2.724E-10   -0.007804    0.000000  -9.284E-06 
         ~11       COMB1 Combination         Min    0.000000   2.724E-10   -0.007804    0.000000  -9.284E-06 
         ~11       COMB2 Combination         Max    0.000000   4.461E-10   -0.008523    0.000000   -0.000011 
         ~11       COMB2 Combination         Min    0.000000   4.461E-10   -0.008523    0.000000   -0.000011 
         ~11       COMB3 Combination         Max    0.000000   2.305E-10   -0.007628    0.000000  -9.014E-06 
         ~11       COMB3 Combination         Min    0.000000   2.305E-10   -0.007628    0.000000  -9.014E-06 
         ~11       COMB4 Combination         Max    0.000000   4.462E-10   -0.007607    0.000000  -8.690E-06 
         ~11       COMB4 Combination         Min    0.000000   4.462E-10   -0.007607    0.000000  -8.690E-06 
         ~11       COMB5 Combination         Max    0.000000   4.042E-10   -0.008347    0.000000   -0.000010 
         ~11       COMB5 Combination         Min    0.000000   4.042E-10   -0.008347    0.000000   -0.000010 
         ~11       COMB6 Combination         Max    0.000000   6.199E-10   -0.008325    0.000000  -9.985E-06 
         ~11       COMB6 Combination         Min    0.000000   6.199E-10   -0.008325    0.000000  -9.985E-06 
         ~11       COMB7 Combination         Max    0.000000   2.548E-10   -0.007807    0.000000  -8.234E-06 
         ~11       COMB7 Combination         Min    0.000000   2.548E-10   -0.007807    0.000000  -8.234E-06 
         ~11       COMB8 Combination         Max    0.000000   4.285E-10   -0.008526    0.000000  -9.529E-06 
         ~11       COMB8 Combination         Min    0.000000   4.285E-10   -0.008526    0.000000  -9.529E-06 
         ~11       COMB9 Combination         Max    0.000000   2.129E-10   -0.007631    0.000000  -7.964E-06 
         ~11       COMB9 Combination         Min    0.000000   2.129E-10   -0.007631    0.000000  -7.964E-06 
         ~11      COMB10 Combination         Max    0.000000   4.285E-10   -0.007610    0.000000  -7.640E-06 
         ~11      COMB10 Combination         Min    0.000000   4.285E-10   -0.007610    0.000000  -7.640E-06 
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         ~11      COMB11 Combination         Max    0.000000   3.865E-10   -0.008349    0.000000  -9.259E-06 
         ~11      COMB11 Combination         Min    0.000000   3.865E-10   -0.008349    0.000000  -9.259E-06 
         ~11      COMB12 Combination         Max    0.000000   6.022E-10   -0.008328    0.000000  -8.935E-06 
         ~11      COMB12 Combination         Min    0.000000   6.022E-10   -0.008328    0.000000  -8.935E-06 
         ~11      COMB13 Combination         Max   4.067E-08   2.890E-08   -0.008514    0.000000  -9.213E-06 
         ~11      COMB13 Combination         Min  -4.067E-08  -2.802E-08   -0.008535    0.000000   -0.000011 
         ~11      COMB14 Combination         Max   1.667E-09   3.033E-07   -0.008458    0.000000  -9.222E-06 
         ~11      COMB14 Combination         Min  -1.667E-09  -3.024E-07   -0.008591    0.000000   -0.000011 
         ~11         INV Combination         Max   4.067E-08   3.033E-07   -0.007607    0.000000  -7.640E-06 
         ~11         INV Combination         Min  -4.067E-08  -3.024E-07   -0.008591    0.000000   -0.000011 
         ~12          PP   LinStatic                0.000000   5.264E-12   -0.006127    0.000000  -3.542E-06 
         ~12        PERM   LinStatic                0.000000   1.174E-10   -0.001674    0.000000  -9.914E-07 
         ~12        NEVE   LinStatic                0.000000   8.035E-11   -0.000718    0.000000  -6.790E-07 
         ~12      VENTOX   LinStatic                0.000000  -1.918E-11    0.000176    0.000000   1.368E-07 
         ~12      VENTOY   LinStatic                0.000000  -1.614E-10    0.000197    0.000000   3.343E-07 
         ~12      SISMAX LinRespSpec         Max   2.506E-08   1.759E-08   9.654E-06    0.000000   5.205E-07 
         ~12      SISMAY LinRespSpec         Max   1.027E-09   1.468E-07    0.000066    0.000000   5.058E-07 
         ~12        TERM   LinStatic                0.000000   4.770E-12   1.785E-06    0.000000  -3.261E-07 
         ~12       COMB1 Combination         Max    0.000000   1.275E-10   -0.007799    0.000000  -4.859E-06 
         ~12       COMB1 Combination         Min    0.000000   1.275E-10   -0.007799    0.000000  -4.859E-06 
         ~12       COMB2 Combination         Max    0.000000   2.078E-10   -0.008517    0.000000  -5.538E-06 
         ~12       COMB2 Combination         Min    0.000000   2.078E-10   -0.008517    0.000000  -5.538E-06 
         ~12       COMB3 Combination         Max    0.000000   1.083E-10   -0.007623    0.000000  -4.723E-06 
         ~12       COMB3 Combination         Min    0.000000   1.083E-10   -0.007623    0.000000  -4.723E-06 
         ~12       COMB4 Combination         Max    0.000000  -3.389E-11   -0.007602    0.000000  -4.525E-06 
         ~12       COMB4 Combination         Min    0.000000  -3.389E-11   -0.007602    0.000000  -4.525E-06 
         ~12       COMB5 Combination         Max    0.000000   1.886E-10   -0.008340    0.000000  -5.402E-06 
         ~12       COMB5 Combination         Min    0.000000   1.886E-10   -0.008340    0.000000  -5.402E-06 
         ~12       COMB6 Combination         Max    0.000000   4.645E-11   -0.008319    0.000000  -5.204E-06 
         ~12       COMB6 Combination         Min    0.000000   4.645E-11   -0.008319    0.000000  -5.204E-06 
         ~12       COMB7 Combination         Max    0.000000   1.179E-10   -0.007802    0.000000  -4.207E-06 
         ~12       COMB7 Combination         Min    0.000000   1.179E-10   -0.007802    0.000000  -4.207E-06 
         ~12       COMB8 Combination         Max    0.000000   1.983E-10   -0.008520    0.000000  -4.886E-06 
         ~12       COMB8 Combination         Min    0.000000   1.983E-10   -0.008520    0.000000  -4.886E-06 
         ~12       COMB9 Combination         Max    0.000000   9.875E-11   -0.007626    0.000000  -4.070E-06 
         ~12       COMB9 Combination         Min    0.000000   9.875E-11   -0.007626    0.000000  -4.070E-06 
         ~12      COMB10 Combination         Max    0.000000  -4.343E-11   -0.007605    0.000000  -3.873E-06 
         ~12      COMB10 Combination         Min    0.000000  -4.343E-11   -0.007605    0.000000  -3.873E-06 
         ~12      COMB11 Combination         Max    0.000000   1.791E-10   -0.008344    0.000000  -4.749E-06 
         ~12      COMB11 Combination         Min    0.000000   1.791E-10   -0.008344    0.000000  -4.749E-06 
         ~12      COMB12 Combination         Max    0.000000   3.691E-11   -0.008323    0.000000  -4.552E-06 
         ~12      COMB12 Combination         Min    0.000000   3.691E-11   -0.008323    0.000000  -4.552E-06 
         ~12      COMB13 Combination         Max   2.506E-08   1.779E-08   -0.008509    0.000000  -4.692E-06 
         ~12      COMB13 Combination         Min  -2.506E-08  -1.738E-08   -0.008528    0.000000  -5.733E-06 
         ~12      COMB14 Combination         Max   1.027E-09   1.470E-07   -0.008452    0.000000  -4.706E-06 
         ~12      COMB14 Combination         Min  -1.027E-09  -1.466E-07   -0.008584    0.000000  -5.718E-06 
         ~12         INV Combination         Max   2.506E-08   1.470E-07   -0.007602    0.000000  -3.873E-06 
         ~12         INV Combination         Min  -2.506E-08  -1.466E-07   -0.008584    0.000000  -5.733E-06 
         ~13          PP   LinStatic                0.000000  -2.496E-12   -0.006122    0.000000  -2.330E-06 
         ~13        PERM   LinStatic                0.000000  -5.013E-11   -0.001673    0.000000  -9.866E-07 
         ~13        NEVE   LinStatic                0.000000  -3.430E-11   -0.000717    0.000000  -6.744E-07 
         ~13      VENTOX   LinStatic                0.000000   6.780E-12    0.000176    0.000000   1.374E-07 
         ~13      VENTOY   LinStatic                0.000000   1.806E-09    0.000197    0.000000   3.511E-07 
         ~13      SISMAX LinRespSpec         Max   1.902E-08   2.057E-08   8.938E-06    0.000000   4.896E-07 
         ~13      SISMAY LinRespSpec         Max   4.786E-09   1.472E-07    0.000065    0.000000   5.811E-07 
         ~13        TERM   LinStatic                0.000000  -2.798E-12   2.174E-06    0.000000  -2.218E-07 
         ~13       COMB1 Combination         Max    0.000000  -5.542E-11   -0.007793    0.000000  -3.538E-06 
         ~13       COMB1 Combination         Min    0.000000  -5.542E-11   -0.007793    0.000000  -3.538E-06 
         ~13       COMB2 Combination         Max    0.000000  -8.972E-11   -0.008510    0.000000  -4.213E-06 
         ~13       COMB2 Combination         Min    0.000000  -8.972E-11   -0.008510    0.000000  -4.213E-06 
         ~13       COMB3 Combination         Max    0.000000  -4.864E-11   -0.007617    0.000000  -3.401E-06 
         ~13       COMB3 Combination         Min    0.000000  -4.864E-11   -0.007617    0.000000  -3.401E-06 
         ~13       COMB4 Combination         Max    0.000000   1.751E-09   -0.007596    0.000000  -3.187E-06 
         ~13       COMB4 Combination         Min    0.000000   1.751E-09   -0.007596    0.000000  -3.187E-06 
         ~13       COMB5 Combination         Max    0.000000  -8.294E-11   -0.008334    0.000000  -4.075E-06 
         ~13       COMB5 Combination         Min    0.000000  -8.294E-11   -0.008334    0.000000  -4.075E-06 
         ~13       COMB6 Combination         Max    0.000000   1.716E-09   -0.008313    0.000000  -3.862E-06 
         ~13       COMB6 Combination         Min    0.000000   1.716E-09   -0.008313    0.000000  -3.862E-06 
         ~13       COMB7 Combination         Max    0.000000  -4.983E-11   -0.007797    0.000000  -3.095E-06 
         ~13       COMB7 Combination         Min    0.000000  -4.983E-11   -0.007797    0.000000  -3.095E-06 
         ~13       COMB8 Combination         Max    0.000000  -8.413E-11   -0.008514    0.000000  -3.769E-06 
         ~13       COMB8 Combination         Min    0.000000  -8.413E-11   -0.008514    0.000000  -3.769E-06 
         ~13       COMB9 Combination         Max    0.000000  -4.305E-11   -0.007621    0.000000  -2.957E-06 
         ~13       COMB9 Combination         Min    0.000000  -4.305E-11   -0.007621    0.000000  -2.957E-06 
         ~13      COMB10 Combination         Max    0.000000   1.756E-09   -0.007600    0.000000  -2.744E-06 
         ~13      COMB10 Combination         Min    0.000000   1.756E-09   -0.007600    0.000000  -2.744E-06 
         ~13      COMB11 Combination         Max    0.000000  -7.735E-11   -0.008338    0.000000  -3.632E-06 
         ~13      COMB11 Combination         Min    0.000000  -7.735E-11   -0.008338    0.000000  -3.632E-06 
         ~13      COMB12 Combination         Max    0.000000   1.722E-09   -0.008317    0.000000  -3.418E-06 
         ~13      COMB12 Combination         Min    0.000000   1.722E-09   -0.008317    0.000000  -3.418E-06 
         ~13      COMB13 Combination         Max   1.902E-08   2.048E-08   -0.008503    0.000000  -3.501E-06 
         ~13      COMB13 Combination         Min  -1.902E-08  -2.066E-08   -0.008521    0.000000  -4.481E-06 
         ~13      COMB14 Combination         Max   4.786E-09   1.471E-07   -0.008447    0.000000  -3.410E-06 
         ~13      COMB14 Combination         Min  -4.786E-09  -1.472E-07   -0.008577    0.000000  -4.572E-06 
         ~13         INV Combination         Max   1.902E-08   1.471E-07   -0.007596    0.000000  -2.744E-06 
         ~13         INV Combination         Min  -1.902E-08  -1.472E-07   -0.008577    0.000000  -4.572E-06 
         ~14          PP   LinStatic                0.000000  -2.084E-12   -0.006119    0.000000  -2.598E-06 
         ~14        PERM   LinStatic                0.000000  -6.733E-11   -0.001671    0.000000  -1.295E-06 
         ~14        NEVE   LinStatic                0.000000  -4.607E-11   -0.000716    0.000000  -8.858E-07 
         ~14      VENTOX   LinStatic                0.000000   7.548E-12    0.000176    0.000000   1.720E-07 
         ~14      VENTOY   LinStatic                0.000000   4.385E-09    0.000196    0.000000   5.106E-07 
         ~14      SISMAX LinRespSpec         Max   3.087E-08   3.537E-08   8.328E-06    0.000000   7.867E-07 
         ~14      SISMAY LinRespSpec         Max   7.767E-09   2.988E-07    0.000064    0.000000   9.195E-07 
         ~14        TERM   LinStatic                0.000000  -3.367E-12   2.450E-06    0.000000  -3.580E-07 
         ~14       COMB1 Combination         Max    0.000000  -7.278E-11   -0.007788    0.000000  -4.251E-06 
         ~14       COMB1 Combination         Min    0.000000  -7.278E-11   -0.007788    0.000000  -4.251E-06 
         ~14       COMB2 Combination         Max    0.000000  -1.188E-10   -0.008504    0.000000  -5.136E-06 
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         ~14       COMB2 Combination         Min    0.000000  -1.188E-10   -0.008504    0.000000  -5.136E-06 
         ~14       COMB3 Combination         Max    0.000000  -6.523E-11   -0.007612    0.000000  -4.078E-06 
         ~14       COMB3 Combination         Min    0.000000  -6.523E-11   -0.007612    0.000000  -4.078E-06 
         ~14       COMB4 Combination         Max    0.000000   4.312E-09   -0.007592    0.000000  -3.740E-06 
         ~14       COMB4 Combination         Min    0.000000   4.312E-09   -0.007592    0.000000  -3.740E-06 
         ~14       COMB5 Combination         Max    0.000000  -1.113E-10   -0.008328    0.000000  -4.964E-06 
         ~14       COMB5 Combination         Min    0.000000  -1.113E-10   -0.008328    0.000000  -4.964E-06 
         ~14       COMB6 Combination         Max    0.000000   4.266E-09   -0.008308    0.000000  -4.626E-06 
         ~14       COMB6 Combination         Min    0.000000   4.266E-09   -0.008308    0.000000  -4.626E-06 
         ~14       COMB7 Combination         Max    0.000000  -6.604E-11   -0.007793    0.000000  -3.535E-06 
         ~14       COMB7 Combination         Min    0.000000  -6.604E-11   -0.007793    0.000000  -3.535E-06 
         ~14       COMB8 Combination         Max    0.000000  -1.121E-10   -0.008509    0.000000  -4.420E-06 
         ~14       COMB8 Combination         Min    0.000000  -1.121E-10   -0.008509    0.000000  -4.420E-06 
         ~14       COMB9 Combination         Max    0.000000  -5.850E-11   -0.007617    0.000000  -3.363E-06 
         ~14       COMB9 Combination         Min    0.000000  -5.850E-11   -0.007617    0.000000  -3.363E-06 
         ~14      COMB10 Combination         Max    0.000000   4.319E-09   -0.007597    0.000000  -3.024E-06 
         ~14      COMB10 Combination         Min    0.000000   4.319E-09   -0.007597    0.000000  -3.024E-06 
         ~14      COMB11 Combination         Max    0.000000  -1.046E-10   -0.008333    0.000000  -4.248E-06 
         ~14      COMB11 Combination         Min    0.000000  -1.046E-10   -0.008333    0.000000  -4.248E-06 
         ~14      COMB12 Combination         Max    0.000000   4.273E-09   -0.008312    0.000000  -3.910E-06 
         ~14      COMB12 Combination         Min    0.000000   4.273E-09   -0.008312    0.000000  -3.910E-06 
         ~14      COMB13 Combination         Max   3.087E-08   3.526E-08   -0.008498    0.000000  -3.992E-06 
         ~14      COMB13 Combination         Min  -3.087E-08  -3.549E-08   -0.008515    0.000000  -5.565E-06 
         ~14      COMB14 Combination         Max   7.767E-09   2.987E-07   -0.008442    0.000000  -3.859E-06 
         ~14      COMB14 Combination         Min  -7.767E-09  -2.989E-07   -0.008571    0.000000  -5.698E-06 
         ~14         INV Combination         Max   3.087E-08   2.987E-07   -0.007592    0.000000  -3.024E-06 
         ~14         INV Combination         Min  -3.087E-08  -2.989E-07   -0.008571    0.000000  -5.698E-06 
         ~15          PP   LinStatic                0.000000  -4.433E-13   -0.006117    0.000000  -1.447E-06 
         ~15        PERM   LinStatic                0.000000  -5.944E-11   -0.001670    0.000000  -1.002E-06 
         ~15        NEVE   LinStatic                0.000000  -4.067E-11   -0.000715    0.000000  -6.859E-07 
         ~15      VENTOX   LinStatic                0.000000   4.949E-12    0.000176    0.000000   1.229E-07 
         ~15      VENTOY   LinStatic                0.000000   6.029E-09    0.000196    0.000000   4.558E-07 
         ~15      SISMAX LinRespSpec         Max   3.087E-08   3.540E-08   7.647E-06    0.000000   7.846E-07 
         ~15      SISMAY LinRespSpec         Max   7.767E-09   2.980E-07    0.000064    0.000000   9.029E-07 
         ~15        TERM   LinStatic                0.000000  -2.541E-12   2.760E-06    0.000000  -3.587E-07 
         ~15       COMB1 Combination         Max    0.000000  -6.243E-11   -0.007785    0.000000  -2.808E-06 
         ~15       COMB1 Combination         Min    0.000000  -6.243E-11   -0.007785    0.000000  -2.808E-06 
         ~15       COMB2 Combination         Max    0.000000  -1.031E-10   -0.008500    0.000000  -3.494E-06 
         ~15       COMB2 Combination         Min    0.000000  -1.031E-10   -0.008500    0.000000  -3.494E-06 
         ~15       COMB3 Combination         Max    0.000000  -5.748E-11   -0.007609    0.000000  -2.685E-06 
         ~15       COMB3 Combination         Min    0.000000  -5.748E-11   -0.007609    0.000000  -2.685E-06 
         ~15       COMB4 Combination         Max    0.000000   5.967E-09   -0.007589    0.000000  -2.352E-06 
         ~15       COMB4 Combination         Min    0.000000   5.967E-09   -0.007589    0.000000  -2.352E-06 
         ~15       COMB5 Combination         Max    0.000000  -9.815E-11   -0.008324    0.000000  -3.371E-06 
         ~15       COMB5 Combination         Min    0.000000  -9.815E-11   -0.008324    0.000000  -3.371E-06 
         ~15       COMB6 Combination         Max    0.000000   5.926E-09   -0.008304    0.000000  -3.038E-06 
         ~15       COMB6 Combination         Min    0.000000   5.926E-09   -0.008304    0.000000  -3.038E-06 
         ~15       COMB7 Combination         Max    0.000000  -5.734E-11   -0.007790    0.000000  -2.091E-06 
         ~15       COMB7 Combination         Min    0.000000  -5.734E-11   -0.007790    0.000000  -2.091E-06 
         ~15       COMB8 Combination         Max    0.000000  -9.801E-11   -0.008506    0.000000  -2.776E-06 
         ~15       COMB8 Combination         Min    0.000000  -9.801E-11   -0.008506    0.000000  -2.776E-06 
         ~15       COMB9 Combination         Max    0.000000  -5.240E-11   -0.007615    0.000000  -1.968E-06 
         ~15       COMB9 Combination         Min    0.000000  -5.240E-11   -0.007615    0.000000  -1.968E-06 
         ~15      COMB10 Combination         Max    0.000000   5.972E-09   -0.007595    0.000000  -1.635E-06 
         ~15      COMB10 Combination         Min    0.000000   5.972E-09   -0.007595    0.000000  -1.635E-06 
         ~15      COMB11 Combination         Max    0.000000  -9.307E-11   -0.008330    0.000000  -2.654E-06 
         ~15      COMB11 Combination         Min    0.000000  -9.307E-11   -0.008330    0.000000  -2.654E-06 
         ~15      COMB12 Combination         Max    0.000000   5.931E-09   -0.008310    0.000000  -2.321E-06 
         ~15      COMB12 Combination         Min    0.000000   5.931E-09   -0.008310    0.000000  -2.321E-06 
         ~15      COMB13 Combination         Max   3.087E-08   3.530E-08   -0.008495    0.000000  -2.351E-06 
         ~15      COMB13 Combination         Min  -3.087E-08  -3.550E-08   -0.008511    0.000000  -3.920E-06 
         ~15      COMB14 Combination         Max   7.767E-09   2.979E-07   -0.008439    0.000000  -2.232E-06 
         ~15      COMB14 Combination         Min  -7.767E-09  -2.981E-07   -0.008567    0.000000  -4.038E-06 
         ~15         INV Combination         Max   3.087E-08   2.979E-07   -0.007589    0.000000  -1.635E-06 
         ~15         INV Combination         Min  -3.087E-08  -2.981E-07   -0.008567    0.000000  -4.038E-06 
         ~16          PP   LinStatic                0.000000   8.140E-13   -0.006118    0.000000  -1.808E-07 
         ~16        PERM   LinStatic                0.000000  -3.422E-11   -0.001670    0.000000  -4.393E-07 
         ~16        NEVE   LinStatic                0.000000  -2.342E-11   -0.000715    0.000000  -3.012E-07 
         ~16      VENTOX   LinStatic                0.000000   1.535E-12    0.000176    0.000000   4.570E-08 
         ~16      VENTOY   LinStatic                0.000000   5.123E-09    0.000196    0.000000   2.488E-07 
         ~16      SISMAX LinRespSpec         Max   1.902E-08   2.087E-08   7.044E-06    0.000000   4.857E-07 
         ~16      SISMAY LinRespSpec         Max   4.786E-09   1.461E-07    0.000063    0.000000   5.501E-07 
         ~16        TERM   LinStatic                0.000000  -1.133E-12   3.038E-06    0.000000  -2.231E-07 
         ~16       COMB1 Combination         Max    0.000000  -3.454E-11   -0.007784    0.000000  -8.432E-07 
         ~16       COMB1 Combination         Min    0.000000  -3.454E-11   -0.007784    0.000000  -8.432E-07 
         ~16       COMB2 Combination         Max    0.000000  -5.796E-11   -0.008499    0.000000  -1.144E-06 
         ~16       COMB2 Combination         Min    0.000000  -5.796E-11   -0.008499    0.000000  -1.144E-06 
         ~16       COMB3 Combination         Max    0.000000  -3.301E-11   -0.007609    0.000000  -7.975E-07 
         ~16       COMB3 Combination         Min    0.000000  -3.301E-11   -0.007609    0.000000  -7.975E-07 
         ~16       COMB4 Combination         Max    0.000000   5.089E-09   -0.007589    0.000000  -5.944E-07 
         ~16       COMB4 Combination         Min    0.000000   5.089E-09   -0.007589    0.000000  -5.944E-07 
         ~16       COMB5 Combination         Max    0.000000  -5.642E-11   -0.008323    0.000000  -1.099E-06 
         ~16       COMB5 Combination         Min    0.000000  -5.642E-11   -0.008323    0.000000  -1.099E-06 
         ~16       COMB6 Combination         Max    0.000000   5.065E-09   -0.008304    0.000000  -8.956E-07 
         ~16       COMB6 Combination         Min    0.000000   5.065E-09   -0.008304    0.000000  -8.956E-07 
         ~16       COMB7 Combination         Max    0.000000  -3.228E-11   -0.007790    0.000000  -3.970E-07 
         ~16       COMB7 Combination         Min    0.000000  -3.228E-11   -0.007790    0.000000  -3.970E-07 
         ~16       COMB8 Combination         Max    0.000000  -5.569E-11   -0.008505    0.000000  -6.982E-07 
         ~16       COMB8 Combination         Min    0.000000  -5.569E-11   -0.008505    0.000000  -6.982E-07 
         ~16       COMB9 Combination         Max    0.000000  -3.074E-11   -0.007615    0.000000  -3.513E-07 
         ~16       COMB9 Combination         Min    0.000000  -3.074E-11   -0.007615    0.000000  -3.513E-07 
         ~16      COMB10 Combination         Max    0.000000   5.091E-09   -0.007595    0.000000  -1.482E-07 
         ~16      COMB10 Combination         Min    0.000000   5.091E-09   -0.007595    0.000000  -1.482E-07 
         ~16      COMB11 Combination         Max    0.000000  -5.416E-11   -0.008330    0.000000  -6.525E-07 
         ~16      COMB11 Combination         Min    0.000000  -5.416E-11   -0.008330    0.000000  -6.525E-07 
         ~16      COMB12 Combination         Max    0.000000   5.068E-09   -0.008310    0.000000  -4.494E-07 
         ~16      COMB12 Combination         Min    0.000000   5.068E-09   -0.008310    0.000000  -4.494E-07 
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         ~16      COMB13 Combination         Max   1.902E-08   2.081E-08   -0.008495    0.000000  -4.356E-07 
         ~16      COMB13 Combination         Min  -1.902E-08  -2.093E-08   -0.008509    0.000000  -1.407E-06 
         ~16      COMB14 Combination         Max   4.786E-09   1.460E-07   -0.008439    0.000000  -3.712E-07 
         ~16      COMB14 Combination         Min  -4.786E-09  -1.461E-07   -0.008565    0.000000  -1.471E-06 
         ~16         INV Combination         Max   1.902E-08   1.460E-07   -0.007589    0.000000  -1.482E-07 
         ~16         INV Combination         Min  -1.902E-08  -1.461E-07   -0.008565    0.000000  -1.471E-06 
         ~17          PP   LinStatic                0.000000  -1.763E-10   -0.006174    0.000000  -5.677E-06 
         ~17        PERM   LinStatic                0.000000  -1.127E-09   -0.001686    0.000000  -1.503E-06 
         ~17        NEVE   LinStatic                0.000000  -7.714E-10   -0.000726    0.000000  -1.028E-06 
         ~17      VENTOX   LinStatic                0.000000   1.906E-10    0.000178    0.000000   2.057E-07 
         ~17      VENTOY   LinStatic                0.000000   6.196E-09    0.000156    0.000000   1.428E-07 
         ~17      SISMAX LinRespSpec         Max   2.502E-08   1.839E-08    0.000019    0.000000   8.082E-07 
         ~17      SISMAY LinRespSpec         Max   5.853E-10   1.925E-07    0.000071    0.000000   2.876E-07 
         ~17        TERM   LinStatic                0.000000  -1.406E-10  -6.402E-06    0.000000  -7.839E-07 
         ~17       COMB1 Combination         Max    0.000000  -1.444E-09   -0.007866    0.000000  -7.965E-06 
         ~17       COMB1 Combination         Min    0.000000  -1.444E-09   -0.007866    0.000000  -7.965E-06 
         ~17       COMB2 Combination         Max    0.000000  -2.216E-09   -0.008592    0.000000  -8.992E-06 
         ~17       COMB2 Combination         Min    0.000000  -2.216E-09   -0.008592    0.000000  -8.992E-06 
         ~17       COMB3 Combination         Max    0.000000  -1.254E-09   -0.007689    0.000000  -7.759E-06 
         ~17       COMB3 Combination         Min    0.000000  -1.254E-09   -0.007689    0.000000  -7.759E-06 
         ~17       COMB4 Combination         Max    0.000000   4.752E-09   -0.007710    0.000000  -7.822E-06 
         ~17       COMB4 Combination         Min    0.000000   4.752E-09   -0.007710    0.000000  -7.822E-06 
         ~17       COMB5 Combination         Max    0.000000  -2.025E-09   -0.008414    0.000000  -8.787E-06 
         ~17       COMB5 Combination         Min    0.000000  -2.025E-09   -0.008414    0.000000  -8.787E-06 
         ~17       COMB6 Combination         Max    0.000000   3.980E-09   -0.008436    0.000000  -8.850E-06 
         ~17       COMB6 Combination         Min    0.000000   3.980E-09   -0.008436    0.000000  -8.850E-06 
         ~17       COMB7 Combination         Max    0.000000  -1.163E-09   -0.007853    0.000000  -6.397E-06 
         ~17       COMB7 Combination         Min    0.000000  -1.163E-09   -0.007853    0.000000  -6.397E-06 
         ~17       COMB8 Combination         Max    0.000000  -1.934E-09   -0.008579    0.000000  -7.425E-06 
         ~17       COMB8 Combination         Min    0.000000  -1.934E-09   -0.008579    0.000000  -7.425E-06 
         ~17       COMB9 Combination         Max    0.000000  -9.725E-10   -0.007676    0.000000  -6.191E-06 
         ~17       COMB9 Combination         Min    0.000000  -9.725E-10   -0.007676    0.000000  -6.191E-06 
         ~17      COMB10 Combination         Max    0.000000   5.033E-09   -0.007697    0.000000  -6.254E-06 
         ~17      COMB10 Combination         Min    0.000000   5.033E-09   -0.007697    0.000000  -6.254E-06 
         ~17      COMB11 Combination         Max    0.000000  -1.744E-09   -0.008402    0.000000  -7.219E-06 
         ~17      COMB11 Combination         Min    0.000000  -1.744E-09   -0.008402    0.000000  -7.219E-06 
         ~17      COMB12 Combination         Max    0.000000   4.262E-09   -0.008423    0.000000  -7.282E-06 
         ~17      COMB12 Combination         Min    0.000000   4.262E-09   -0.008423    0.000000  -7.282E-06 
         ~17      COMB13 Combination         Max   2.502E-08   1.632E-08   -0.008566    0.000000  -7.400E-06 
         ~17      COMB13 Combination         Min  -2.502E-08  -2.047E-08   -0.008605    0.000000  -9.017E-06 
         ~17      COMB14 Combination         Max   5.853E-10   1.904E-07   -0.008515    0.000000  -7.921E-06 
         ~17      COMB14 Combination         Min  -5.853E-10  -1.945E-07   -0.008657    0.000000  -8.496E-06 
         ~17         INV Combination         Max   2.502E-08   1.904E-07   -0.007676    0.000000  -6.191E-06 
         ~17         INV Combination         Min  -2.502E-08  -1.945E-07   -0.008657    0.000000  -9.017E-06 
         ~18          PP   LinStatic                0.000000  -2.164E-10   -0.006166    0.000000  -7.978E-06 
         ~18        PERM   LinStatic                0.000000  -1.376E-09   -0.001684    0.000000  -2.124E-06 
         ~18        NEVE   LinStatic                0.000000  -9.416E-10   -0.000725    0.000000  -1.453E-06 
         ~18      VENTOX   LinStatic                0.000000   2.326E-10    0.000177    0.000000   2.817E-07 
         ~18      VENTOY   LinStatic                0.000000   7.427E-09    0.000156    0.000000   1.864E-07 
         ~18      SISMAX LinRespSpec         Max   4.061E-08   2.904E-08    0.000018    0.000000   1.297E-06 
         ~18      SISMAY LinRespSpec         Max   9.499E-10   2.955E-07    0.000071    0.000000   4.445E-07 
         ~18        TERM   LinStatic                0.000000  -1.726E-10  -5.425E-06    0.000000  -1.261E-06 
         ~18       COMB1 Combination         Max    0.000000  -1.765E-09   -0.007856    0.000000   -0.000011 
         ~18       COMB1 Combination         Min    0.000000  -1.765E-09   -0.007856    0.000000   -0.000011 
         ~18       COMB2 Combination         Max    0.000000  -2.707E-09   -0.008580    0.000000   -0.000013 
         ~18       COMB2 Combination         Min    0.000000  -2.707E-09   -0.008580    0.000000   -0.000013 
         ~18       COMB3 Combination         Max    0.000000  -1.533E-09   -0.007678    0.000000   -0.000011 
         ~18       COMB3 Combination         Min    0.000000  -1.533E-09   -0.007678    0.000000   -0.000011 
         ~18       COMB4 Combination         Max    0.000000   5.662E-09   -0.007700    0.000000   -0.000011 
         ~18       COMB4 Combination         Min    0.000000   5.662E-09   -0.007700    0.000000   -0.000011 
         ~18       COMB5 Combination         Max    0.000000  -2.474E-09   -0.008403    0.000000   -0.000013 
         ~18       COMB5 Combination         Min    0.000000  -2.474E-09   -0.008403    0.000000   -0.000013 
         ~18       COMB6 Combination         Max    0.000000   4.720E-09   -0.008424    0.000000   -0.000013 
         ~18       COMB6 Combination         Min    0.000000   4.720E-09   -0.008424    0.000000   -0.000013 
         ~18       COMB7 Combination         Max    0.000000  -1.420E-09   -0.007845    0.000000  -8.840E-06 
         ~18       COMB7 Combination         Min    0.000000  -1.420E-09   -0.007845    0.000000  -8.840E-06 
         ~18       COMB8 Combination         Max    0.000000  -2.362E-09   -0.008570    0.000000   -0.000010 
         ~18       COMB8 Combination         Min    0.000000  -2.362E-09   -0.008570    0.000000   -0.000010 
         ~18       COMB9 Combination         Max    0.000000  -1.188E-09   -0.007668    0.000000  -8.558E-06 
         ~18       COMB9 Combination         Min    0.000000  -1.188E-09   -0.007668    0.000000  -8.558E-06 
         ~18      COMB10 Combination         Max    0.000000   6.007E-09   -0.007689    0.000000  -8.654E-06 
         ~18      COMB10 Combination         Min    0.000000   6.007E-09   -0.007689    0.000000  -8.654E-06 
         ~18      COMB11 Combination         Max    0.000000  -2.129E-09   -0.008392    0.000000   -0.000010 
         ~18      COMB11 Combination         Min    0.000000  -2.129E-09   -0.008392    0.000000   -0.000010 
         ~18      COMB12 Combination         Max    0.000000   5.065E-09   -0.008414    0.000000   -0.000010 
         ~18      COMB12 Combination         Min    0.000000   5.065E-09   -0.008414    0.000000   -0.000010 
         ~18      COMB13 Combination         Max   4.061E-08   2.651E-08   -0.008557    0.000000   -0.000010 
         ~18      COMB13 Combination         Min  -4.061E-08  -3.158E-08   -0.008593    0.000000   -0.000013 
         ~18      COMB14 Combination         Max   9.499E-10   2.929E-07   -0.008504    0.000000   -0.000011 
         ~18      COMB14 Combination         Min  -9.499E-10  -2.980E-07   -0.008646    0.000000   -0.000012 
         ~18         INV Combination         Max   4.061E-08   2.929E-07   -0.007668    0.000000  -8.558E-06 
         ~18         INV Combination         Min  -4.061E-08  -2.980E-07   -0.008646    0.000000   -0.000013 
         ~19          PP   LinStatic                0.000000  -1.686E-10   -0.006160    0.000000  -6.815E-06 
         ~19        PERM   LinStatic                0.000000  -1.063E-09   -0.001682    0.000000  -1.827E-06 
         ~19        NEVE   LinStatic                0.000000  -7.275E-10   -0.000723    0.000000  -1.250E-06 
         ~19      VENTOX   LinStatic                0.000000   1.796E-10    0.000177    0.000000   2.322E-07 
         ~19      VENTOY   LinStatic                0.000000   5.572E-09    0.000156    0.000000   1.428E-07 
         ~19      SISMAX LinRespSpec         Max   4.061E-08   2.701E-08    0.000017    0.000000   1.293E-06 
         ~19      SISMAY LinRespSpec         Max   9.499E-10   2.637E-07    0.000070    0.000000   4.259E-07 
         ~19        TERM   LinStatic                0.000000  -1.345E-10  -4.332E-06    0.000000  -1.260E-06 
         ~19       COMB1 Combination         Max    0.000000  -1.366E-09   -0.007847    0.000000  -9.902E-06 
         ~19       COMB1 Combination         Min    0.000000  -1.366E-09   -0.007847    0.000000  -9.902E-06 
         ~19       COMB2 Combination         Max    0.000000  -2.094E-09   -0.008570    0.000000   -0.000011 
         ~19       COMB2 Combination         Min    0.000000  -2.094E-09   -0.008570    0.000000   -0.000011 
         ~19       COMB3 Combination         Max    0.000000  -1.187E-09   -0.007669    0.000000  -9.670E-06 
         ~19       COMB3 Combination         Min    0.000000  -1.187E-09   -0.007669    0.000000  -9.670E-06 
         ~19       COMB4 Combination         Max    0.000000   4.206E-09   -0.007691    0.000000  -9.759E-06 
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         ~19       COMB4 Combination         Min    0.000000   4.206E-09   -0.007691    0.000000  -9.759E-06 
         ~19       COMB5 Combination         Max    0.000000  -1.914E-09   -0.008393    0.000000   -0.000011 
         ~19       COMB5 Combination         Min    0.000000  -1.914E-09   -0.008393    0.000000   -0.000011 
         ~19       COMB6 Combination         Max    0.000000   3.478E-09   -0.008414    0.000000   -0.000011 
         ~19       COMB6 Combination         Min    0.000000   3.478E-09   -0.008414    0.000000   -0.000011 
         ~19       COMB7 Combination         Max    0.000000  -1.097E-09   -0.007838    0.000000  -7.382E-06 
         ~19       COMB7 Combination         Min    0.000000  -1.097E-09   -0.007838    0.000000  -7.382E-06 
         ~19       COMB8 Combination         Max    0.000000  -1.825E-09   -0.008561    0.000000  -8.632E-06 
         ~19       COMB8 Combination         Min    0.000000  -1.825E-09   -0.008561    0.000000  -8.632E-06 
         ~19       COMB9 Combination         Max    0.000000  -9.178E-10   -0.007661    0.000000  -7.150E-06 
         ~19       COMB9 Combination         Min    0.000000  -9.178E-10   -0.007661    0.000000  -7.150E-06 
         ~19      COMB10 Combination         Max    0.000000   4.475E-09   -0.007682    0.000000  -7.239E-06 
         ~19      COMB10 Combination         Min    0.000000   4.475E-09   -0.007682    0.000000  -7.239E-06 
         ~19      COMB11 Combination         Max    0.000000  -1.645E-09   -0.008384    0.000000  -8.400E-06 
         ~19      COMB11 Combination         Min    0.000000  -1.645E-09   -0.008384    0.000000  -8.400E-06 
         ~19      COMB12 Combination         Max    0.000000   3.747E-09   -0.008406    0.000000  -8.490E-06 
         ~19      COMB12 Combination         Min    0.000000   3.747E-09   -0.008406    0.000000  -8.490E-06 
         ~19      COMB13 Combination         Max   4.061E-08   2.505E-08   -0.008549    0.000000  -8.600E-06 
         ~19      COMB13 Combination         Min  -4.061E-08  -2.897E-08   -0.008583    0.000000   -0.000011 
         ~19      COMB14 Combination         Max   9.499E-10   2.617E-07   -0.008495    0.000000  -9.467E-06 
         ~19      COMB14 Combination         Min  -9.499E-10  -2.657E-07   -0.008636    0.000000   -0.000010 
         ~19         INV Combination         Max   4.061E-08   2.617E-07   -0.007661    0.000000  -7.150E-06 
         ~19         INV Combination         Min  -4.061E-08  -2.657E-07   -0.008636    0.000000   -0.000011 
         ~20          PP   LinStatic                0.000000  -7.991E-11   -0.006156    0.000000  -3.505E-06 
         ~20        PERM   LinStatic                0.000000  -4.959E-10   -0.001681    0.000000  -9.494E-07 
         ~20        NEVE   LinStatic                0.000000  -3.393E-10   -0.000723    0.000000  -6.502E-07 
         ~20      VENTOX   LinStatic                0.000000   8.372E-11    0.000177    0.000000   1.133E-07 
         ~20      VENTOY   LinStatic                0.000000   2.454E-09    0.000156    0.000000   6.150E-08 
         ~20      SISMAX LinRespSpec         Max   2.502E-08   1.466E-08    0.000016    0.000000   7.995E-07 
         ~20      SISMAY LinRespSpec         Max   5.853E-10   1.366E-07    0.000070    0.000000   2.528E-07 
         ~20        TERM   LinStatic                0.000000  -6.370E-11  -3.359E-06    0.000000  -7.814E-07 
         ~20       COMB1 Combination         Max    0.000000  -6.395E-10   -0.007841    0.000000  -5.236E-06 
         ~20       COMB1 Combination         Min    0.000000  -6.395E-10   -0.007841    0.000000  -5.236E-06 
         ~20       COMB2 Combination         Max    0.000000  -9.788E-10   -0.008563    0.000000  -5.886E-06 
         ~20       COMB2 Combination         Min    0.000000  -9.788E-10   -0.008563    0.000000  -5.886E-06 
         ~20       COMB3 Combination         Max    0.000000  -5.558E-10   -0.007663    0.000000  -5.122E-06 
         ~20       COMB3 Combination         Min    0.000000  -5.558E-10   -0.007663    0.000000  -5.122E-06 
         ~20       COMB4 Combination         Max    0.000000   1.814E-09   -0.007685    0.000000  -5.174E-06 
         ~20       COMB4 Combination         Min    0.000000   1.814E-09   -0.007685    0.000000  -5.174E-06 
         ~20       COMB5 Combination         Max    0.000000  -8.950E-10   -0.008386    0.000000  -5.773E-06 
         ~20       COMB5 Combination         Min    0.000000  -8.950E-10   -0.008386    0.000000  -5.773E-06 
         ~20       COMB6 Combination         Max    0.000000   1.475E-09   -0.008407    0.000000  -5.824E-06 
         ~20       COMB6 Combination         Min    0.000000   1.475E-09   -0.008407    0.000000  -5.824E-06 
         ~20       COMB7 Combination         Max    0.000000  -5.121E-10   -0.007834    0.000000  -3.673E-06 
         ~20       COMB7 Combination         Min    0.000000  -5.121E-10   -0.007834    0.000000  -3.673E-06 
         ~20       COMB8 Combination         Max    0.000000  -8.514E-10   -0.008557    0.000000  -4.323E-06 
         ~20       COMB8 Combination         Min    0.000000  -8.514E-10   -0.008557    0.000000  -4.323E-06 
         ~20       COMB9 Combination         Max    0.000000  -4.284E-10   -0.007657    0.000000  -3.560E-06 
         ~20       COMB9 Combination         Min    0.000000  -4.284E-10   -0.007657    0.000000  -3.560E-06 
         ~20      COMB10 Combination         Max    0.000000   1.942E-09   -0.007678    0.000000  -3.611E-06 
         ~20      COMB10 Combination         Min    0.000000   1.942E-09   -0.007678    0.000000  -3.611E-06 
         ~20      COMB11 Combination         Max    0.000000  -7.676E-10   -0.008379    0.000000  -4.210E-06 
         ~20      COMB11 Combination         Min    0.000000  -7.676E-10   -0.008379    0.000000  -4.210E-06 
         ~20      COMB12 Combination         Max    0.000000   1.602E-09   -0.008401    0.000000  -4.262E-06 
         ~20      COMB12 Combination         Min    0.000000   1.602E-09   -0.008401    0.000000  -4.262E-06 
         ~20      COMB13 Combination         Max   2.502E-08   1.375E-08   -0.008544    0.000000  -4.305E-06 
         ~20      COMB13 Combination         Min  -2.502E-08  -1.558E-08   -0.008576    0.000000  -5.904E-06 
         ~20      COMB14 Combination         Max   5.853E-10   1.357E-07   -0.008490    0.000000  -4.852E-06 
         ~20      COMB14 Combination         Min  -5.853E-10  -1.375E-07   -0.008630    0.000000  -5.357E-06 
         ~20         INV Combination         Max   2.502E-08   1.357E-07   -0.007657    0.000000  -3.560E-06 
         ~20         INV Combination         Min  -2.502E-08  -1.375E-07   -0.008630    0.000000  -5.904E-06 
         ~21          PP   LinStatic                0.000000   3.473E-11   -0.006152    0.000000  -2.014E-06 
         ~21        PERM   LinStatic                0.000000   2.644E-10   -0.001680    0.000000  -3.738E-07 
         ~21        NEVE   LinStatic                0.000000   1.809E-10   -0.000722    0.000000  -2.551E-07 
         ~21      VENTOX   LinStatic                0.000000  -4.445E-11    0.000177    0.000000   2.324E-08 
         ~21      VENTOY   LinStatic                0.000000  -9.674E-10    0.000156    0.000000  -5.659E-08 
         ~21      SISMAX LinRespSpec         Max   2.894E-08   1.282E-08    0.000015    0.000000   6.769E-07 
         ~21      SISMAY LinRespSpec         Max   5.084E-09   1.735E-07    0.000070    0.000000   3.207E-07 
         ~21        TERM   LinStatic                0.000000   2.790E-11  -2.391E-06    0.000000  -5.831E-07 
         ~21       COMB1 Combination         Max    0.000000   3.271E-10   -0.007835    0.000000  -2.971E-06 
         ~21       COMB1 Combination         Min    0.000000   3.271E-10   -0.007835    0.000000  -2.971E-06 
         ~21       COMB2 Combination         Max    0.000000   5.080E-10   -0.008557    0.000000  -3.226E-06 
         ~21       COMB2 Combination         Min    0.000000   5.080E-10   -0.008557    0.000000  -3.226E-06 
         ~21       COMB3 Combination         Max    0.000000   2.826E-10   -0.007658    0.000000  -2.947E-06 
         ~21       COMB3 Combination         Min    0.000000   2.826E-10   -0.007658    0.000000  -2.947E-06 
         ~21       COMB4 Combination         Max    0.000000  -6.403E-10   -0.007679    0.000000  -3.027E-06 
         ~21       COMB4 Combination         Min    0.000000  -6.403E-10   -0.007679    0.000000  -3.027E-06 
         ~21       COMB5 Combination         Max    0.000000   4.635E-10   -0.008380    0.000000  -3.202E-06 
         ~21       COMB5 Combination         Min    0.000000   4.635E-10   -0.008380    0.000000  -3.202E-06 
         ~21       COMB6 Combination         Max    0.000000  -4.594E-10   -0.008401    0.000000  -3.282E-06 
         ~21       COMB6 Combination         Min    0.000000  -4.594E-10   -0.008401    0.000000  -3.282E-06 
         ~21       COMB7 Combination         Max    0.000000   2.712E-10   -0.007830    0.000000  -1.804E-06 
         ~21       COMB7 Combination         Min    0.000000   2.712E-10   -0.007830    0.000000  -1.804E-06 
         ~21       COMB8 Combination         Max    0.000000   4.522E-10   -0.008552    0.000000  -2.059E-06 
         ~21       COMB8 Combination         Min    0.000000   4.522E-10   -0.008552    0.000000  -2.059E-06 
         ~21       COMB9 Combination         Max    0.000000   2.268E-10   -0.007653    0.000000  -1.781E-06 
         ~21       COMB9 Combination         Min    0.000000   2.268E-10   -0.007653    0.000000  -1.781E-06 
         ~21      COMB10 Combination         Max    0.000000  -6.962E-10   -0.007674    0.000000  -1.861E-06 
         ~21      COMB10 Combination         Min    0.000000  -6.962E-10   -0.007674    0.000000  -1.861E-06 
         ~21      COMB11 Combination         Max    0.000000   4.077E-10   -0.008375    0.000000  -2.036E-06 
         ~21      COMB11 Combination         Min    0.000000   4.077E-10   -0.008375    0.000000  -2.036E-06 
         ~21      COMB12 Combination         Max    0.000000  -5.152E-10   -0.008396    0.000000  -2.116E-06 
         ~21      COMB12 Combination         Min    0.000000  -5.152E-10   -0.008396    0.000000  -2.116E-06 
         ~21      COMB13 Combination         Max   2.894E-08   1.330E-08   -0.008539    0.000000  -1.966E-06 
         ~21      COMB13 Combination         Min  -2.894E-08  -1.234E-08   -0.008570    0.000000  -3.320E-06 
         ~21      COMB14 Combination         Max   5.084E-09   1.740E-07   -0.008485    0.000000  -2.322E-06 
         ~21      COMB14 Combination         Min  -5.084E-09  -1.730E-07   -0.008624    0.000000  -2.963E-06 
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         ~21         INV Combination         Max   2.894E-08   1.740E-07   -0.007653    0.000000  -1.781E-06 
         ~21         INV Combination         Min  -2.894E-08  -1.730E-07   -0.008624    0.000000  -3.320E-06 
         ~22          PP   LinStatic                0.000000   4.341E-11   -0.006149    0.000000  -2.079E-06 
         ~22        PERM   LinStatic                0.000000   4.218E-10   -0.001680    0.000000  -3.053E-07 
         ~22        NEVE   LinStatic                0.000000   2.886E-10   -0.000722    0.000000  -2.087E-07 
         ~22      VENTOX   LinStatic                0.000000  -7.077E-11    0.000177    0.000000  -1.218E-08 
         ~22      VENTOY   LinStatic                0.000000  -1.453E-09    0.000156    0.000000  -1.349E-07 
         ~22      SISMAX LinRespSpec         Max   4.697E-08   2.193E-08    0.000014    0.000000   1.087E-06 
         ~22      SISMAY LinRespSpec         Max   8.251E-09   3.096E-07    0.000069    0.000000   4.985E-07 
         ~22        TERM   LinStatic                0.000000   3.526E-11  -1.665E-06    0.000000  -9.390E-07 
         ~22       COMB1 Combination         Max    0.000000   5.004E-10   -0.007831    0.000000  -3.324E-06 
         ~22       COMB1 Combination         Min    0.000000   5.004E-10   -0.007831    0.000000  -3.324E-06 
         ~22       COMB2 Combination         Max    0.000000   7.890E-10   -0.008552    0.000000  -3.533E-06 
         ~22       COMB2 Combination         Min    0.000000   7.890E-10   -0.008552    0.000000  -3.533E-06 
         ~22       COMB3 Combination         Max    0.000000   4.297E-10   -0.007654    0.000000  -3.336E-06 
         ~22       COMB3 Combination         Min    0.000000   4.297E-10   -0.007654    0.000000  -3.336E-06 
         ~22       COMB4 Combination         Max    0.000000  -9.524E-10   -0.007675    0.000000  -3.459E-06 
         ~22       COMB4 Combination         Min    0.000000  -9.524E-10   -0.007675    0.000000  -3.459E-06 
         ~22       COMB5 Combination         Max    0.000000   7.182E-10   -0.008375    0.000000  -3.545E-06 
         ~22       COMB5 Combination         Min    0.000000   7.182E-10   -0.008375    0.000000  -3.545E-06 
         ~22       COMB6 Combination         Max    0.000000  -6.639E-10   -0.008396    0.000000  -3.667E-06 
         ~22       COMB6 Combination         Min    0.000000  -6.639E-10   -0.008396    0.000000  -3.667E-06 
         ~22       COMB7 Combination         Max    0.000000   4.299E-10   -0.007827    0.000000  -1.446E-06 
         ~22       COMB7 Combination         Min    0.000000   4.299E-10   -0.007827    0.000000  -1.446E-06 
         ~22       COMB8 Combination         Max    0.000000   7.185E-10   -0.008549    0.000000  -1.655E-06 
         ~22       COMB8 Combination         Min    0.000000   7.185E-10   -0.008549    0.000000  -1.655E-06 
         ~22       COMB9 Combination         Max    0.000000   3.591E-10   -0.007650    0.000000  -1.458E-06 
         ~22       COMB9 Combination         Min    0.000000   3.591E-10   -0.007650    0.000000  -1.458E-06 
         ~22      COMB10 Combination         Max    0.000000  -1.023E-09   -0.007671    0.000000  -1.581E-06 
         ~22      COMB10 Combination         Min    0.000000  -1.023E-09   -0.007671    0.000000  -1.581E-06 
         ~22      COMB11 Combination         Max    0.000000   6.477E-10   -0.008372    0.000000  -1.667E-06 
         ~22      COMB11 Combination         Min    0.000000   6.477E-10   -0.008372    0.000000  -1.667E-06 
         ~22      COMB12 Combination         Max    0.000000  -7.344E-10   -0.008393    0.000000  -1.789E-06 
         ~22      COMB12 Combination         Min    0.000000  -7.344E-10   -0.008393    0.000000  -1.789E-06 
         ~22      COMB13 Combination         Max   4.697E-08   2.268E-08   -0.008536    0.000000  -1.507E-06 
         ~22      COMB13 Combination         Min  -4.697E-08  -2.117E-08   -0.008565    0.000000  -3.680E-06 
         ~22      COMB14 Combination         Max   8.251E-09   3.104E-07   -0.008481    0.000000  -2.095E-06 
         ~22      COMB14 Combination         Min  -8.251E-09  -3.089E-07   -0.008620    0.000000  -3.092E-06 
         ~22         INV Combination         Max   4.697E-08   3.104E-07   -0.007650    0.000000  -1.446E-06 
         ~22         INV Combination         Min  -4.697E-08  -3.089E-07   -0.008620    0.000000  -3.680E-06 
         ~23          PP   LinStatic                0.000000   3.477E-11   -0.006148    0.000000  -9.206E-07 
         ~23        PERM   LinStatic                0.000000   4.458E-10   -0.001680    0.000000  -9.959E-09 
         ~23        NEVE   LinStatic                0.000000   3.050E-10   -0.000722    0.000000  -7.029E-09 
         ~23      VENTOX   LinStatic                0.000000  -7.469E-11    0.000177    0.000000  -6.163E-08 
         ~23      VENTOY   LinStatic                0.000000  -1.452E-09    0.000156    0.000000  -1.785E-07 
         ~23      SISMAX LinRespSpec         Max   4.697E-08   2.162E-08    0.000013    0.000000   1.083E-06 
         ~23      SISMAY LinRespSpec         Max   8.251E-09   2.937E-07    0.000069    0.000000   4.804E-07 
         ~23        TERM   LinStatic                0.000000   2.869E-11  -8.509E-07    0.000000  -9.387E-07 
         ~23       COMB1 Combination         Max    0.000000   5.092E-10   -0.007828    0.000000  -1.869E-06 
         ~23       COMB1 Combination         Min    0.000000   5.092E-10   -0.007828    0.000000  -1.869E-06 
         ~23       COMB2 Combination         Max    0.000000   8.142E-10   -0.008550    0.000000  -1.876E-06 
         ~23       COMB2 Combination         Min    0.000000   8.142E-10   -0.008550    0.000000  -1.876E-06 
         ~23       COMB3 Combination         Max    0.000000   4.345E-10   -0.007651    0.000000  -1.931E-06 
         ~23       COMB3 Combination         Min    0.000000   4.345E-10   -0.007651    0.000000  -1.931E-06 
         ~23       COMB4 Combination         Max    0.000000  -9.427E-10   -0.007672    0.000000  -2.048E-06 
         ~23       COMB4 Combination         Min    0.000000  -9.427E-10   -0.007672    0.000000  -2.048E-06 
         ~23       COMB5 Combination         Max    0.000000   7.395E-10   -0.008373    0.000000  -1.938E-06 
         ~23       COMB5 Combination         Min    0.000000   7.395E-10   -0.008373    0.000000  -1.938E-06 
         ~23       COMB6 Combination         Max    0.000000  -6.377E-10   -0.008394    0.000000  -2.055E-06 
         ~23       COMB6 Combination         Min    0.000000  -6.377E-10   -0.008394    0.000000  -2.055E-06 
         ~23       COMB7 Combination         Max    0.000000   4.519E-10   -0.007827    0.000000   8.047E-09 
         ~23       COMB7 Combination         Min    0.000000   4.519E-10   -0.007827    0.000000   8.047E-09 
         ~23       COMB8 Combination         Max    0.000000   7.568E-10   -0.008548    0.000000   1.018E-09 
         ~23       COMB8 Combination         Min    0.000000   7.568E-10   -0.008548    0.000000   1.018E-09 
         ~23       COMB9 Combination         Max    0.000000   3.772E-10   -0.007650    0.000000  -5.358E-08 
         ~23       COMB9 Combination         Min    0.000000   3.772E-10   -0.007650    0.000000  -5.358E-08 
         ~23      COMB10 Combination         Max    0.000000  -1.000E-09   -0.007671    0.000000  -1.704E-07 
         ~23      COMB10 Combination         Min    0.000000  -1.000E-09   -0.007671    0.000000  -1.704E-07 
         ~23      COMB11 Combination         Max    0.000000   6.822E-10   -0.008371    0.000000  -6.061E-08 
         ~23      COMB11 Combination         Min    0.000000   6.822E-10   -0.008371    0.000000  -6.061E-08 
         ~23      COMB12 Combination         Max    0.000000  -6.951E-10   -0.008392    0.000000  -1.774E-07 
         ~23      COMB12 Combination         Min    0.000000  -6.951E-10   -0.008392    0.000000  -1.774E-07 
         ~23      COMB13 Combination         Max   4.697E-08   2.241E-08   -0.008536    0.000000   1.456E-07 
         ~23      COMB13 Combination         Min  -4.697E-08  -2.084E-08   -0.008562    0.000000  -2.021E-06 
         ~23      COMB14 Combination         Max   8.251E-09   2.945E-07   -0.008480    0.000000  -4.572E-07 
         ~23      COMB14 Combination         Min  -8.251E-09  -2.929E-07   -0.008618    0.000000  -1.418E-06 
         ~23         INV Combination         Max   4.697E-08   2.945E-07   -0.007650    0.000000   1.456E-07 
         ~23         INV Combination         Min  -4.697E-08  -2.929E-07   -0.008618    0.000000  -2.055E-06 
         ~24          PP   LinStatic                0.000000   1.730E-11   -0.006148    0.000000   1.513E-07 
         ~24        PERM   LinStatic                0.000000   3.128E-10   -0.001680    0.000000   1.781E-07 
         ~24        NEVE   LinStatic                0.000000   2.140E-10   -0.000722    0.000000   1.212E-07 
         ~24      VENTOX   LinStatic                0.000000  -5.234E-11    0.000177    0.000000  -6.905E-08 
         ~24      VENTOY   LinStatic                0.000000  -9.655E-10    0.000156    0.000000  -1.379E-07 
         ~24      SISMAX LinRespSpec         Max   2.894E-08   1.226E-08    0.000013    0.000000   6.701E-07 
         ~24      SISMAY LinRespSpec         Max   5.084E-09   1.453E-07    0.000068    0.000000   2.870E-07 
         ~24        TERM   LinStatic                0.000000   1.465E-11  -1.259E-07    0.000000  -5.824E-07 
         ~24       COMB1 Combination         Max    0.000000   3.448E-10   -0.007828    0.000000  -2.530E-07 
         ~24       COMB1 Combination         Min    0.000000   3.448E-10   -0.007828    0.000000  -2.530E-07 
         ~24       COMB2 Combination         Max    0.000000   5.588E-10   -0.008550    0.000000  -1.318E-07 
         ~24       COMB2 Combination         Min    0.000000   5.588E-10   -0.008550    0.000000  -1.318E-07 
         ~24       COMB3 Combination         Max    0.000000   2.924E-10   -0.007651    0.000000  -3.221E-07 
         ~24       COMB3 Combination         Min    0.000000   2.924E-10   -0.007651    0.000000  -3.221E-07 
         ~24       COMB4 Combination         Max    0.000000  -6.207E-10   -0.007672    0.000000  -3.910E-07 
         ~24       COMB4 Combination         Min    0.000000  -6.207E-10   -0.007672    0.000000  -3.910E-07 
         ~24       COMB5 Combination         Max    0.000000   5.065E-10   -0.008373    0.000000  -2.009E-07 
         ~24       COMB5 Combination         Min    0.000000   5.065E-10   -0.008373    0.000000  -2.009E-07 
         ~24       COMB6 Combination         Max    0.000000  -4.067E-10   -0.008394    0.000000  -2.697E-07 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

467/ 799 

 
         ~24       COMB6 Combination         Min    0.000000  -4.067E-10   -0.008394    0.000000  -2.697E-07 
         ~24       COMB7 Combination         Max    0.000000   3.155E-10   -0.007828    0.000000   9.119E-07 
         ~24       COMB7 Combination         Min    0.000000   3.155E-10   -0.007828    0.000000   9.119E-07 
         ~24       COMB8 Combination         Max    0.000000   5.295E-10   -0.008550    0.000000   1.033E-06 
         ~24       COMB8 Combination         Min    0.000000   5.295E-10   -0.008550    0.000000   1.033E-06 
         ~24       COMB9 Combination         Max    0.000000   2.632E-10   -0.007651    0.000000   8.428E-07 
         ~24       COMB9 Combination         Min    0.000000   2.632E-10   -0.007651    0.000000   8.428E-07 
         ~24      COMB10 Combination         Max    0.000000  -6.500E-10   -0.007672    0.000000   7.739E-07 
         ~24      COMB10 Combination         Min    0.000000  -6.500E-10   -0.007672    0.000000   7.739E-07 
         ~24      COMB11 Combination         Max    0.000000   4.772E-10   -0.008373    0.000000   9.640E-07 
         ~24      COMB11 Combination         Min    0.000000   4.772E-10   -0.008373    0.000000   9.640E-07 
         ~24      COMB12 Combination         Max    0.000000  -4.359E-10   -0.008394    0.000000   8.952E-07 
         ~24      COMB12 Combination         Min    0.000000  -4.359E-10   -0.008394    0.000000   8.952E-07 
         ~24      COMB13 Combination         Max   2.894E-08   1.281E-08   -0.008538    0.000000   1.121E-06 
         ~24      COMB13 Combination         Min  -2.894E-08  -1.172E-08   -0.008563    0.000000  -2.195E-07 
         ~24      COMB14 Combination         Max   5.084E-09   1.458E-07   -0.008482    0.000000   7.376E-07 
         ~24      COMB14 Combination         Min  -5.084E-09  -1.448E-07   -0.008619    0.000000   1.637E-07 
         ~24         INV Combination         Max   2.894E-08   1.458E-07   -0.007651    0.000000   1.121E-06 
         ~24         INV Combination         Min  -2.894E-08  -1.448E-07   -0.008619    0.000000  -3.910E-07 
         ~25          PP   LinStatic                0.000000  -8.929E-12   -0.006145    0.000000  -5.699E-06 
         ~25        PERM   LinStatic                0.000000  -2.711E-10   -0.001679    0.000000  -1.541E-06 
         ~25        NEVE   LinStatic                0.000000  -1.855E-10   -0.000721    0.000000  -1.054E-06 
         ~25      VENTOX   LinStatic                0.000000   4.516E-11    0.000177    0.000000   2.289E-07 
         ~25      VENTOY   LinStatic                0.000000   6.403E-10    0.000156    0.000000   8.154E-08 
         ~25      SISMAX LinRespSpec         Max   2.166E-08   1.466E-08    0.000012    0.000000   5.257E-07 
         ~25      SISMAY LinRespSpec         Max   3.268E-09   1.617E-07    0.000068    0.000000   5.383E-07 
         ~25        TERM   LinStatic                0.000000  -8.073E-12   5.183E-07    0.000000  -3.255E-07 
         ~25       COMB1 Combination         Max    0.000000  -2.881E-10   -0.007823    0.000000  -7.566E-06 
         ~25       COMB1 Combination         Min    0.000000  -2.881E-10   -0.007823    0.000000  -7.566E-06 
         ~25       COMB2 Combination         Max    0.000000  -4.735E-10   -0.008544    0.000000  -8.620E-06 
         ~25       COMB2 Combination         Min    0.000000  -4.735E-10   -0.008544    0.000000  -8.620E-06 
         ~25       COMB3 Combination         Max    0.000000  -2.429E-10   -0.007646    0.000000  -7.337E-06 
         ~25       COMB3 Combination         Min    0.000000  -2.429E-10   -0.007646    0.000000  -7.337E-06 
         ~25       COMB4 Combination         Max    0.000000   3.522E-10   -0.007667    0.000000  -7.484E-06 
         ~25       COMB4 Combination         Min    0.000000   3.522E-10   -0.007667    0.000000  -7.484E-06 
         ~25       COMB5 Combination         Max    0.000000  -4.284E-10   -0.008367    0.000000  -8.391E-06 
         ~25       COMB5 Combination         Min    0.000000  -4.284E-10   -0.008367    0.000000  -8.391E-06 
         ~25       COMB6 Combination         Max    0.000000   1.667E-10   -0.008388    0.000000  -8.539E-06 
         ~25       COMB6 Combination         Min    0.000000   1.667E-10   -0.008388    0.000000  -8.539E-06 
         ~25       COMB7 Combination         Max    0.000000  -2.719E-10   -0.007824    0.000000  -6.915E-06 
         ~25       COMB7 Combination         Min    0.000000  -2.719E-10   -0.007824    0.000000  -6.915E-06 
         ~25       COMB8 Combination         Max    0.000000  -4.574E-10   -0.008545    0.000000  -7.969E-06 
         ~25       COMB8 Combination         Min    0.000000  -4.574E-10   -0.008545    0.000000  -7.969E-06 
         ~25       COMB9 Combination         Max    0.000000  -2.268E-10   -0.007647    0.000000  -6.686E-06 
         ~25       COMB9 Combination         Min    0.000000  -2.268E-10   -0.007647    0.000000  -6.686E-06 
         ~25      COMB10 Combination         Max    0.000000   3.684E-10   -0.007668    0.000000  -6.833E-06 
         ~25      COMB10 Combination         Min    0.000000   3.684E-10   -0.007668    0.000000  -6.833E-06 
         ~25      COMB11 Combination         Max    0.000000  -4.122E-10   -0.008368    0.000000  -7.740E-06 
         ~25      COMB11 Combination         Min    0.000000  -4.122E-10   -0.008368    0.000000  -7.740E-06 
         ~25      COMB12 Combination         Max    0.000000   1.829E-10   -0.008389    0.000000  -7.887E-06 
         ~25      COMB12 Combination         Min    0.000000   1.829E-10   -0.008389    0.000000  -7.887E-06 
         ~25      COMB13 Combination         Max   2.166E-08   1.419E-08   -0.008533    0.000000  -7.769E-06 
         ~25      COMB13 Combination         Min  -2.166E-08  -1.512E-08   -0.008556    0.000000  -8.820E-06 
         ~25      COMB14 Combination         Max   3.268E-09   1.612E-07   -0.008477    0.000000  -7.756E-06 
         ~25      COMB14 Combination         Min  -3.268E-09  -1.621E-07   -0.008612    0.000000  -8.833E-06 
         ~25         INV Combination         Max   2.166E-08   1.612E-07   -0.007646    0.000000  -6.686E-06 
         ~25         INV Combination         Min  -2.166E-08  -1.621E-07   -0.008612    0.000000  -8.833E-06 
         ~26          PP   LinStatic                0.000000  -1.157E-11   -0.006137    0.000000  -8.021E-06 
         ~26        PERM   LinStatic                0.000000  -3.300E-10   -0.001677    0.000000  -2.187E-06 
         ~26        NEVE   LinStatic                0.000000  -2.258E-10   -0.000720    0.000000  -1.496E-06 
         ~26      VENTOX   LinStatic                0.000000   5.479E-11    0.000177    0.000000   3.192E-07 
         ~26      VENTOY   LinStatic                0.000000   5.506E-10    0.000156    0.000000   8.761E-08 
         ~26      SISMAX LinRespSpec         Max   3.515E-08   2.700E-08    0.000011    0.000000   8.441E-07 
         ~26      SISMAY LinRespSpec         Max   5.303E-09   3.104E-07    0.000067    0.000000   8.497E-07 
         ~26        TERM   LinStatic                0.000000  -1.047E-11   9.235E-07    0.000000  -5.248E-07 
         ~26       COMB1 Combination         Max    0.000000  -3.520E-10   -0.007813    0.000000   -0.000011 
         ~26       COMB1 Combination         Min    0.000000  -3.520E-10   -0.007813    0.000000   -0.000011 
         ~26       COMB2 Combination         Max    0.000000  -5.778E-10   -0.008533    0.000000   -0.000012 
         ~26       COMB2 Combination         Min    0.000000  -5.778E-10   -0.008533    0.000000   -0.000012 
         ~26       COMB3 Combination         Max    0.000000  -2.973E-10   -0.007636    0.000000   -0.000010 
         ~26       COMB3 Combination         Min    0.000000  -2.973E-10   -0.007636    0.000000   -0.000010 
         ~26       COMB4 Combination         Max    0.000000   1.986E-10   -0.007657    0.000000   -0.000011 
         ~26       COMB4 Combination         Min    0.000000   1.986E-10   -0.007657    0.000000   -0.000011 
         ~26       COMB5 Combination         Max    0.000000  -5.231E-10   -0.008356    0.000000   -0.000012 
         ~26       COMB5 Combination         Min    0.000000  -5.231E-10   -0.008356    0.000000   -0.000012 
         ~26       COMB6 Combination         Max    0.000000  -2.720E-11   -0.008377    0.000000   -0.000012 
         ~26       COMB6 Combination         Min    0.000000  -2.720E-11   -0.008377    0.000000   -0.000012 
         ~26       COMB7 Combination         Max    0.000000  -3.311E-10   -0.007815    0.000000  -9.683E-06 
         ~26       COMB7 Combination         Min    0.000000  -3.311E-10   -0.007815    0.000000  -9.683E-06 
         ~26       COMB8 Combination         Max    0.000000  -5.569E-10   -0.008535    0.000000   -0.000011 
         ~26       COMB8 Combination         Min    0.000000  -5.569E-10   -0.008535    0.000000   -0.000011 
         ~26       COMB9 Combination         Max    0.000000  -2.763E-10   -0.007638    0.000000  -9.364E-06 
         ~26       COMB9 Combination         Min    0.000000  -2.763E-10   -0.007638    0.000000  -9.364E-06 
         ~26      COMB10 Combination         Max    0.000000   2.195E-10   -0.007659    0.000000  -9.596E-06 
         ~26      COMB10 Combination         Min    0.000000   2.195E-10   -0.007659    0.000000  -9.596E-06 
         ~26      COMB11 Combination         Max    0.000000  -5.021E-10   -0.008358    0.000000   -0.000011 
         ~26      COMB11 Combination         Min    0.000000  -5.021E-10   -0.008358    0.000000   -0.000011 
         ~26      COMB12 Combination         Max    0.000000  -6.258E-12   -0.008379    0.000000   -0.000011 
         ~26      COMB12 Combination         Min    0.000000  -6.258E-12   -0.008379    0.000000   -0.000011 
         ~26      COMB13 Combination         Max   3.515E-08   2.643E-08   -0.008523    0.000000   -0.000011 
         ~26      COMB13 Combination         Min  -3.515E-08  -2.757E-08   -0.008545    0.000000   -0.000013 
         ~26      COMB14 Combination         Max   5.303E-09   3.099E-07   -0.008467    0.000000   -0.000011 
         ~26      COMB14 Combination         Min  -5.303E-09  -3.110E-07   -0.008601    0.000000   -0.000013 
         ~26         INV Combination         Max   3.515E-08   3.099E-07   -0.007636    0.000000  -9.364E-06 
         ~26         INV Combination         Min  -3.515E-08  -3.110E-07   -0.008601    0.000000   -0.000013 
         ~27          PP   LinStatic                0.000000  -9.756E-12   -0.006131    0.000000  -6.866E-06 
         ~27        PERM   LinStatic                0.000000  -2.538E-10   -0.001675    0.000000  -1.893E-06 
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         ~27        NEVE   LinStatic                0.000000  -1.737E-10   -0.000719    0.000000  -1.295E-06 
         ~27      VENTOX   LinStatic                0.000000   4.190E-11    0.000176    0.000000   2.698E-07 
         ~27      VENTOY   LinStatic                0.000000   1.455E-10    0.000156    0.000000   4.399E-08 
         ~27      SISMAX LinRespSpec         Max   3.515E-08   2.846E-08    0.000010    0.000000   8.413E-07 
         ~27      SISMAY LinRespSpec         Max   5.303E-09   3.028E-07    0.000066    0.000000   8.323E-07 
         ~27        TERM   LinStatic                0.000000  -8.832E-12   1.379E-06    0.000000  -5.251E-07 
         ~27       COMB1 Combination         Max    0.000000  -2.724E-10   -0.007804    0.000000  -9.284E-06 
         ~27       COMB1 Combination         Min    0.000000  -2.724E-10   -0.007804    0.000000  -9.284E-06 
         ~27       COMB2 Combination         Max    0.000000  -4.461E-10   -0.008523    0.000000   -0.000011 
         ~27       COMB2 Combination         Min    0.000000  -4.461E-10   -0.008523    0.000000   -0.000011 
         ~27       COMB3 Combination         Max    0.000000  -2.305E-10   -0.007628    0.000000  -9.014E-06 
         ~27       COMB3 Combination         Min    0.000000  -2.305E-10   -0.007628    0.000000  -9.014E-06 
         ~27       COMB4 Combination         Max    0.000000  -1.270E-10   -0.007648    0.000000  -9.240E-06 
         ~27       COMB4 Combination         Min    0.000000  -1.270E-10   -0.007648    0.000000  -9.240E-06 
         ~27       COMB5 Combination         Max    0.000000  -4.042E-10   -0.008347    0.000000   -0.000010 
         ~27       COMB5 Combination         Min    0.000000  -4.042E-10   -0.008347    0.000000   -0.000010 
         ~27       COMB6 Combination         Max    0.000000  -3.006E-10   -0.008367    0.000000   -0.000011 
         ~27       COMB6 Combination         Min    0.000000  -3.006E-10   -0.008367    0.000000   -0.000011 
         ~27       COMB7 Combination         Max    0.000000  -2.548E-10   -0.007807    0.000000  -8.234E-06 
         ~27       COMB7 Combination         Min    0.000000  -2.548E-10   -0.007807    0.000000  -8.234E-06 
         ~27       COMB8 Combination         Max    0.000000  -4.285E-10   -0.008526    0.000000  -9.529E-06 
         ~27       COMB8 Combination         Min    0.000000  -4.285E-10   -0.008526    0.000000  -9.529E-06 
         ~27       COMB9 Combination         Max    0.000000  -2.129E-10   -0.007631    0.000000  -7.964E-06 
         ~27       COMB9 Combination         Min    0.000000  -2.129E-10   -0.007631    0.000000  -7.964E-06 
         ~27      COMB10 Combination         Max    0.000000  -1.093E-10   -0.007651    0.000000  -8.190E-06 
         ~27      COMB10 Combination         Min    0.000000  -1.093E-10   -0.007651    0.000000  -8.190E-06 
         ~27      COMB11 Combination         Max    0.000000  -3.865E-10   -0.008349    0.000000  -9.259E-06 
         ~27      COMB11 Combination         Min    0.000000  -3.865E-10   -0.008349    0.000000  -9.259E-06 
         ~27      COMB12 Combination         Max    0.000000  -2.830E-10   -0.008370    0.000000  -9.485E-06 
         ~27      COMB12 Combination         Min    0.000000  -2.830E-10   -0.008370    0.000000  -9.485E-06 
         ~27      COMB13 Combination         Max   3.515E-08   2.802E-08   -0.008514    0.000000  -9.213E-06 
         ~27      COMB13 Combination         Min  -3.515E-08  -2.890E-08   -0.008535    0.000000   -0.000011 
         ~27      COMB14 Combination         Max   5.303E-09   3.024E-07   -0.008458    0.000000  -9.222E-06 
         ~27      COMB14 Combination         Min  -5.303E-09  -3.033E-07   -0.008591    0.000000   -0.000011 
         ~27         INV Combination         Max   3.515E-08   3.024E-07   -0.007628    0.000000  -7.964E-06 
         ~27         INV Combination         Min  -3.515E-08  -3.033E-07   -0.008591    0.000000   -0.000011 
         ~28          PP   LinStatic                0.000000  -5.264E-12   -0.006127    0.000000  -3.542E-06 
         ~28        PERM   LinStatic                0.000000  -1.174E-10   -0.001674    0.000000  -9.914E-07 
         ~28        NEVE   LinStatic                0.000000  -8.035E-11   -0.000718    0.000000  -6.790E-07 
         ~28      VENTOX   LinStatic                0.000000   1.918E-11    0.000176    0.000000   1.368E-07 
         ~28      VENTOY   LinStatic                0.000000  -1.771E-10    0.000156    0.000000   1.452E-10 
         ~28      SISMAX LinRespSpec         Max   2.166E-08   1.759E-08   9.654E-06    0.000000   5.205E-07 
         ~28      SISMAY LinRespSpec         Max   3.268E-09   1.468E-07    0.000066    0.000000   5.058E-07 
         ~28        TERM   LinStatic                0.000000  -4.770E-12   1.785E-06    0.000000  -3.261E-07 
         ~28       COMB1 Combination         Max    0.000000  -1.275E-10   -0.007799    0.000000  -4.859E-06 
         ~28       COMB1 Combination         Min    0.000000  -1.275E-10   -0.007799    0.000000  -4.859E-06 
         ~28       COMB2 Combination         Max    0.000000  -2.078E-10   -0.008517    0.000000  -5.538E-06 
         ~28       COMB2 Combination         Min    0.000000  -2.078E-10   -0.008517    0.000000  -5.538E-06 
         ~28       COMB3 Combination         Max    0.000000  -1.083E-10   -0.007623    0.000000  -4.723E-06 
         ~28       COMB3 Combination         Min    0.000000  -1.083E-10   -0.007623    0.000000  -4.723E-06 
         ~28       COMB4 Combination         Max    0.000000  -3.046E-10   -0.007643    0.000000  -4.859E-06 
         ~28       COMB4 Combination         Min    0.000000  -3.046E-10   -0.007643    0.000000  -4.859E-06 
         ~28       COMB5 Combination         Max    0.000000  -1.886E-10   -0.008340    0.000000  -5.402E-06 
         ~28       COMB5 Combination         Min    0.000000  -1.886E-10   -0.008340    0.000000  -5.402E-06 
         ~28       COMB6 Combination         Max    0.000000  -3.849E-10   -0.008360    0.000000  -5.538E-06 
         ~28       COMB6 Combination         Min    0.000000  -3.849E-10   -0.008360    0.000000  -5.538E-06 
         ~28       COMB7 Combination         Max    0.000000  -1.179E-10   -0.007802    0.000000  -4.207E-06 
         ~28       COMB7 Combination         Min    0.000000  -1.179E-10   -0.007802    0.000000  -4.207E-06 
         ~28       COMB8 Combination         Max    0.000000  -1.983E-10   -0.008520    0.000000  -4.886E-06 
         ~28       COMB8 Combination         Min    0.000000  -1.983E-10   -0.008520    0.000000  -4.886E-06 
         ~28       COMB9 Combination         Max    0.000000  -9.875E-11   -0.007626    0.000000  -4.070E-06 
         ~28       COMB9 Combination         Min    0.000000  -9.875E-11   -0.007626    0.000000  -4.070E-06 
         ~28      COMB10 Combination         Max    0.000000  -2.950E-10   -0.007646    0.000000  -4.207E-06 
         ~28      COMB10 Combination         Min    0.000000  -2.950E-10   -0.007646    0.000000  -4.207E-06 
         ~28      COMB11 Combination         Max    0.000000  -1.791E-10   -0.008344    0.000000  -4.749E-06 
         ~28      COMB11 Combination         Min    0.000000  -1.791E-10   -0.008344    0.000000  -4.749E-06 
         ~28      COMB12 Combination         Max    0.000000  -3.754E-10   -0.008364    0.000000  -4.886E-06 
         ~28      COMB12 Combination         Min    0.000000  -3.754E-10   -0.008364    0.000000  -4.886E-06 
         ~28      COMB13 Combination         Max   2.166E-08   1.738E-08   -0.008509    0.000000  -4.692E-06 
         ~28      COMB13 Combination         Min  -2.166E-08  -1.779E-08   -0.008528    0.000000  -5.733E-06 
         ~28      COMB14 Combination         Max   3.268E-09   1.466E-07   -0.008452    0.000000  -4.706E-06 
         ~28      COMB14 Combination         Min  -3.268E-09  -1.470E-07   -0.008584    0.000000  -5.718E-06 
         ~28         INV Combination         Max   2.166E-08   1.466E-07   -0.007623    0.000000  -4.070E-06 
         ~28         INV Combination         Min  -2.166E-08  -1.470E-07   -0.008584    0.000000  -5.733E-06 
         ~29          PP   LinStatic                0.000000   2.496E-12   -0.006122    0.000000  -2.330E-06 
         ~29        PERM   LinStatic                0.000000   5.013E-11   -0.001673    0.000000  -9.866E-07 
         ~29        NEVE   LinStatic                0.000000   3.430E-11   -0.000717    0.000000  -6.744E-07 
         ~29      VENTOX   LinStatic                0.000000  -6.780E-12    0.000176    0.000000   1.374E-07 
         ~29      VENTOY   LinStatic                0.000000   1.810E-09    0.000156    0.000000  -1.886E-08 
         ~29      SISMAX LinRespSpec         Max   2.643E-08   2.057E-08   8.938E-06    0.000000   4.896E-07 
         ~29      SISMAY LinRespSpec         Max   3.391E-09   1.472E-07    0.000065    0.000000   5.811E-07 
         ~29        TERM   LinStatic                0.000000   2.798E-12   2.174E-06    0.000000  -2.218E-07 
         ~29       COMB1 Combination         Max    0.000000   5.542E-11   -0.007793    0.000000  -3.538E-06 
         ~29       COMB1 Combination         Min    0.000000   5.542E-11   -0.007793    0.000000  -3.538E-06 
         ~29       COMB2 Combination         Max    0.000000   8.972E-11   -0.008510    0.000000  -4.213E-06 
         ~29       COMB2 Combination         Min    0.000000   8.972E-11   -0.008510    0.000000  -4.213E-06 
         ~29       COMB3 Combination         Max    0.000000   4.864E-11   -0.007617    0.000000  -3.401E-06 
         ~29       COMB3 Combination         Min    0.000000   4.864E-11   -0.007617    0.000000  -3.401E-06 
         ~29       COMB4 Combination         Max    0.000000   1.865E-09   -0.007637    0.000000  -3.557E-06 
         ~29       COMB4 Combination         Min    0.000000   1.865E-09   -0.007637    0.000000  -3.557E-06 
         ~29       COMB5 Combination         Max    0.000000   8.294E-11   -0.008334    0.000000  -4.075E-06 
         ~29       COMB5 Combination         Min    0.000000   8.294E-11   -0.008334    0.000000  -4.075E-06 
         ~29       COMB6 Combination         Max    0.000000   1.899E-09   -0.008354    0.000000  -4.232E-06 
         ~29       COMB6 Combination         Min    0.000000   1.899E-09   -0.008354    0.000000  -4.232E-06 
         ~29       COMB7 Combination         Max    0.000000   4.983E-11   -0.007797    0.000000  -3.095E-06 
         ~29       COMB7 Combination         Min    0.000000   4.983E-11   -0.007797    0.000000  -3.095E-06 
         ~29       COMB8 Combination         Max    0.000000   8.413E-11   -0.008514    0.000000  -3.769E-06 
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         ~29       COMB8 Combination         Min    0.000000   8.413E-11   -0.008514    0.000000  -3.769E-06 
         ~29       COMB9 Combination         Max    0.000000   4.305E-11   -0.007621    0.000000  -2.957E-06 
         ~29       COMB9 Combination         Min    0.000000   4.305E-11   -0.007621    0.000000  -2.957E-06 
         ~29      COMB10 Combination         Max    0.000000   1.859E-09   -0.007641    0.000000  -3.114E-06 
         ~29      COMB10 Combination         Min    0.000000   1.859E-09   -0.007641    0.000000  -3.114E-06 
         ~29      COMB11 Combination         Max    0.000000   7.735E-11   -0.008338    0.000000  -3.632E-06 
         ~29      COMB11 Combination         Min    0.000000   7.735E-11   -0.008338    0.000000  -3.632E-06 
         ~29      COMB12 Combination         Max    0.000000   1.894E-09   -0.008358    0.000000  -3.788E-06 
         ~29      COMB12 Combination         Min    0.000000   1.894E-09   -0.008358    0.000000  -3.788E-06 
         ~29      COMB13 Combination         Max   2.643E-08   2.066E-08   -0.008503    0.000000  -3.501E-06 
         ~29      COMB13 Combination         Min  -2.643E-08  -2.049E-08   -0.008521    0.000000  -4.481E-06 
         ~29      COMB14 Combination         Max   3.391E-09   1.472E-07   -0.008447    0.000000  -3.410E-06 
         ~29      COMB14 Combination         Min  -3.391E-09  -1.471E-07   -0.008577    0.000000  -4.572E-06 
         ~29         INV Combination         Max   2.643E-08   1.472E-07   -0.007617    0.000000  -2.957E-06 
         ~29         INV Combination         Min  -2.643E-08  -1.471E-07   -0.008577    0.000000  -4.572E-06 
         ~30          PP   LinStatic                0.000000   2.084E-12   -0.006119    0.000000  -2.598E-06 
         ~30        PERM   LinStatic                0.000000   6.733E-11   -0.001671    0.000000  -1.295E-06 
         ~30        NEVE   LinStatic                0.000000   4.607E-11   -0.000716    0.000000  -8.858E-07 
         ~30      VENTOX   LinStatic                0.000000  -7.548E-12    0.000176    0.000000   1.720E-07 
         ~30      VENTOY   LinStatic                0.000000   4.379E-09    0.000156    0.000000  -7.416E-08 
         ~30      SISMAX LinRespSpec         Max   4.289E-08   3.537E-08   8.328E-06    0.000000   7.867E-07 
         ~30      SISMAY LinRespSpec         Max   5.503E-09   2.988E-07    0.000064    0.000000   9.195E-07 
         ~30        TERM   LinStatic                0.000000   3.367E-12   2.450E-06    0.000000  -3.580E-07 
         ~30       COMB1 Combination         Max    0.000000   7.278E-11   -0.007788    0.000000  -4.251E-06 
         ~30       COMB1 Combination         Min    0.000000   7.278E-11   -0.007788    0.000000  -4.251E-06 
         ~30       COMB2 Combination         Max    0.000000   1.188E-10   -0.008504    0.000000  -5.136E-06 
         ~30       COMB2 Combination         Min    0.000000   1.188E-10   -0.008504    0.000000  -5.136E-06 
         ~30       COMB3 Combination         Max    0.000000   6.523E-11   -0.007612    0.000000  -4.078E-06 
         ~30       COMB3 Combination         Min    0.000000   6.523E-11   -0.007612    0.000000  -4.078E-06 
         ~30       COMB4 Combination         Max    0.000000   4.452E-09   -0.007632    0.000000  -4.325E-06 
         ~30       COMB4 Combination         Min    0.000000   4.452E-09   -0.007632    0.000000  -4.325E-06 
         ~30       COMB5 Combination         Max    0.000000   1.113E-10   -0.008328    0.000000  -4.964E-06 
         ~30       COMB5 Combination         Min    0.000000   1.113E-10   -0.008328    0.000000  -4.964E-06 
         ~30       COMB6 Combination         Max    0.000000   4.498E-09   -0.008348    0.000000  -5.211E-06 
         ~30       COMB6 Combination         Min    0.000000   4.498E-09   -0.008348    0.000000  -5.211E-06 
         ~30       COMB7 Combination         Max    0.000000   6.604E-11   -0.007793    0.000000  -3.535E-06 
         ~30       COMB7 Combination         Min    0.000000   6.604E-11   -0.007793    0.000000  -3.535E-06 
         ~30       COMB8 Combination         Max    0.000000   1.121E-10   -0.008509    0.000000  -4.420E-06 
         ~30       COMB8 Combination         Min    0.000000   1.121E-10   -0.008509    0.000000  -4.420E-06 
         ~30       COMB9 Combination         Max    0.000000   5.850E-11   -0.007617    0.000000  -3.363E-06 
         ~30       COMB9 Combination         Min    0.000000   5.850E-11   -0.007617    0.000000  -3.363E-06 
         ~30      COMB10 Combination         Max    0.000000   4.445E-09   -0.007637    0.000000  -3.609E-06 
         ~30      COMB10 Combination         Min    0.000000   4.445E-09   -0.007637    0.000000  -3.609E-06 
         ~30      COMB11 Combination         Max    0.000000   1.046E-10   -0.008333    0.000000  -4.248E-06 
         ~30      COMB11 Combination         Min    0.000000   1.046E-10   -0.008333    0.000000  -4.248E-06 
         ~30      COMB12 Combination         Max    0.000000   4.491E-09   -0.008353    0.000000  -4.495E-06 
         ~30      COMB12 Combination         Min    0.000000   4.491E-09   -0.008353    0.000000  -4.495E-06 
         ~30      COMB13 Combination         Max   4.289E-08   3.549E-08   -0.008498    0.000000  -3.992E-06 
         ~30      COMB13 Combination         Min  -4.289E-08  -3.526E-08   -0.008515    0.000000  -5.565E-06 
         ~30      COMB14 Combination         Max   5.503E-09   2.989E-07   -0.008442    0.000000  -3.859E-06 
         ~30      COMB14 Combination         Min  -5.503E-09  -2.987E-07   -0.008571    0.000000  -5.698E-06 
         ~30         INV Combination         Max   4.289E-08   2.989E-07   -0.007612    0.000000  -3.363E-06 
         ~30         INV Combination         Min  -4.289E-08  -2.987E-07   -0.008571    0.000000  -5.698E-06 
         ~31          PP   LinStatic                0.000000   4.433E-13   -0.006117    0.000000  -1.447E-06 
         ~31        PERM   LinStatic                0.000000   5.944E-11   -0.001670    0.000000  -1.002E-06 
         ~31        NEVE   LinStatic                0.000000   4.067E-11   -0.000715    0.000000  -6.859E-07 
         ~31      VENTOX   LinStatic                0.000000  -4.949E-12    0.000176    0.000000   1.229E-07 
         ~31      VENTOY   LinStatic                0.000000   6.012E-09    0.000156    0.000000  -1.178E-07 
         ~31      SISMAX LinRespSpec         Max   4.289E-08   3.540E-08   7.647E-06    0.000000   7.846E-07 
         ~31      SISMAY LinRespSpec         Max   5.503E-09   2.980E-07    0.000064    0.000000   9.029E-07 
         ~31        TERM   LinStatic                0.000000   2.541E-12   2.760E-06    0.000000  -3.587E-07 
         ~31       COMB1 Combination         Max    0.000000   6.243E-11   -0.007785    0.000000  -2.808E-06 
         ~31       COMB1 Combination         Min    0.000000   6.243E-11   -0.007785    0.000000  -2.808E-06 
         ~31       COMB2 Combination         Max    0.000000   1.031E-10   -0.008500    0.000000  -3.494E-06 
         ~31       COMB2 Combination         Min    0.000000   1.031E-10   -0.008500    0.000000  -3.494E-06 
         ~31       COMB3 Combination         Max    0.000000   5.748E-11   -0.007609    0.000000  -2.685E-06 
         ~31       COMB3 Combination         Min    0.000000   5.748E-11   -0.007609    0.000000  -2.685E-06 
         ~31       COMB4 Combination         Max    0.000000   6.075E-09   -0.007629    0.000000  -2.926E-06 
         ~31       COMB4 Combination         Min    0.000000   6.075E-09   -0.007629    0.000000  -2.926E-06 
         ~31       COMB5 Combination         Max    0.000000   9.815E-11   -0.008324    0.000000  -3.371E-06 
         ~31       COMB5 Combination         Min    0.000000   9.815E-11   -0.008324    0.000000  -3.371E-06 
         ~31       COMB6 Combination         Max    0.000000   6.116E-09   -0.008344    0.000000  -3.612E-06 
         ~31       COMB6 Combination         Min    0.000000   6.116E-09   -0.008344    0.000000  -3.612E-06 
         ~31       COMB7 Combination         Max    0.000000   5.734E-11   -0.007790    0.000000  -2.091E-06 
         ~31       COMB7 Combination         Min    0.000000   5.734E-11   -0.007790    0.000000  -2.091E-06 
         ~31       COMB8 Combination         Max    0.000000   9.801E-11   -0.008506    0.000000  -2.776E-06 
         ~31       COMB8 Combination         Min    0.000000   9.801E-11   -0.008506    0.000000  -2.776E-06 
         ~31       COMB9 Combination         Max    0.000000   5.240E-11   -0.007615    0.000000  -1.968E-06 
         ~31       COMB9 Combination         Min    0.000000   5.240E-11   -0.007615    0.000000  -1.968E-06 
         ~31      COMB10 Combination         Max    0.000000   6.070E-09   -0.007634    0.000000  -2.208E-06 
         ~31      COMB10 Combination         Min    0.000000   6.070E-09   -0.007634    0.000000  -2.208E-06 
         ~31      COMB11 Combination         Max    0.000000   9.307E-11   -0.008330    0.000000  -2.654E-06 
         ~31      COMB11 Combination         Min    0.000000   9.307E-11   -0.008330    0.000000  -2.654E-06 
         ~31      COMB12 Combination         Max    0.000000   6.110E-09   -0.008350    0.000000  -2.894E-06 
         ~31      COMB12 Combination         Min    0.000000   6.110E-09   -0.008350    0.000000  -2.894E-06 
         ~31      COMB13 Combination         Max   4.289E-08   3.550E-08   -0.008495    0.000000  -2.351E-06 
         ~31      COMB13 Combination         Min  -4.289E-08  -3.530E-08   -0.008511    0.000000  -3.920E-06 
         ~31      COMB14 Combination         Max   5.503E-09   2.981E-07   -0.008439    0.000000  -2.232E-06 
         ~31      COMB14 Combination         Min  -5.503E-09  -2.979E-07   -0.008567    0.000000  -4.038E-06 
         ~31         INV Combination         Max   4.289E-08   2.981E-07   -0.007609    0.000000  -1.968E-06 
         ~31         INV Combination         Min  -4.289E-08  -2.979E-07   -0.008567    0.000000  -4.038E-06 
         ~32          PP   LinStatic                0.000000  -8.140E-13   -0.006118    0.000000  -1.808E-07 
         ~32        PERM   LinStatic                0.000000   3.422E-11   -0.001670    0.000000  -4.393E-07 
         ~32        NEVE   LinStatic                0.000000   2.342E-11   -0.000715    0.000000  -3.012E-07 
         ~32      VENTOX   LinStatic                0.000000  -1.535E-12    0.000176    0.000000   4.570E-08 
         ~32      VENTOY   LinStatic                0.000000   5.105E-09    0.000156    0.000000  -1.003E-07 
         ~32      SISMAX LinRespSpec         Max   2.643E-08   2.087E-08   7.044E-06    0.000000   4.857E-07 
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         ~32      SISMAY LinRespSpec         Max   3.391E-09   1.461E-07    0.000063    0.000000   5.501E-07 
         ~32        TERM   LinStatic                0.000000   1.133E-12   3.038E-06    0.000000  -2.231E-07 
         ~32       COMB1 Combination         Max    0.000000   3.454E-11   -0.007784    0.000000  -8.432E-07 
         ~32       COMB1 Combination         Min    0.000000   3.454E-11   -0.007784    0.000000  -8.432E-07 
         ~32       COMB2 Combination         Max    0.000000   5.796E-11   -0.008499    0.000000  -1.144E-06 
         ~32       COMB2 Combination         Min    0.000000   5.796E-11   -0.008499    0.000000  -1.144E-06 
         ~32       COMB3 Combination         Max    0.000000   3.301E-11   -0.007609    0.000000  -7.975E-07 
         ~32       COMB3 Combination         Min    0.000000   3.301E-11   -0.007609    0.000000  -7.975E-07 
         ~32       COMB4 Combination         Max    0.000000   5.139E-09   -0.007628    0.000000  -9.435E-07 
         ~32       COMB4 Combination         Min    0.000000   5.139E-09   -0.007628    0.000000  -9.435E-07 
         ~32       COMB5 Combination         Max    0.000000   5.642E-11   -0.008323    0.000000  -1.099E-06 
         ~32       COMB5 Combination         Min    0.000000   5.642E-11   -0.008323    0.000000  -1.099E-06 
         ~32       COMB6 Combination         Max    0.000000   5.163E-09   -0.008343    0.000000  -1.245E-06 
         ~32       COMB6 Combination         Min    0.000000   5.163E-09   -0.008343    0.000000  -1.245E-06 
         ~32       COMB7 Combination         Max    0.000000   3.228E-11   -0.007790    0.000000  -3.970E-07 
         ~32       COMB7 Combination         Min    0.000000   3.228E-11   -0.007790    0.000000  -3.970E-07 
         ~32       COMB8 Combination         Max    0.000000   5.569E-11   -0.008505    0.000000  -6.982E-07 
         ~32       COMB8 Combination         Min    0.000000   5.569E-11   -0.008505    0.000000  -6.982E-07 
         ~32       COMB9 Combination         Max    0.000000   3.074E-11   -0.007615    0.000000  -3.513E-07 
         ~32       COMB9 Combination         Min    0.000000   3.074E-11   -0.007615    0.000000  -3.513E-07 
         ~32      COMB10 Combination         Max    0.000000   5.137E-09   -0.007634    0.000000  -4.973E-07 
         ~32      COMB10 Combination         Min    0.000000   5.137E-09   -0.007634    0.000000  -4.973E-07 
         ~32      COMB11 Combination         Max    0.000000   5.416E-11   -0.008330    0.000000  -6.525E-07 
         ~32      COMB11 Combination         Min    0.000000   5.416E-11   -0.008330    0.000000  -6.525E-07 
         ~32      COMB12 Combination         Max    0.000000   5.161E-09   -0.008349    0.000000  -7.985E-07 
         ~32      COMB12 Combination         Min    0.000000   5.161E-09   -0.008349    0.000000  -7.985E-07 
         ~32      COMB13 Combination         Max   2.643E-08   2.093E-08   -0.008495    0.000000  -4.356E-07 
         ~32      COMB13 Combination         Min  -2.643E-08  -2.081E-08   -0.008509    0.000000  -1.407E-06 
         ~32      COMB14 Combination         Max   3.391E-09   1.461E-07   -0.008439    0.000000  -3.712E-07 
         ~32      COMB14 Combination         Min  -3.391E-09  -1.460E-07   -0.008565    0.000000  -1.471E-06 
         ~32         INV Combination         Max   2.643E-08   1.461E-07   -0.007609    0.000000  -3.513E-07 
         ~32         INV Combination         Min  -2.643E-08  -1.460E-07   -0.008565    0.000000  -1.471E-06 
         ~33          PP   LinStatic               2.339E-10    0.000000   -0.005977   4.216E-06    0.000000 
         ~33        PERM   LinStatic               5.745E-10    0.000000   -0.001562   2.066E-06    0.000000 
         ~33        NEVE   LinStatic               3.931E-10    0.000000   -0.000641   1.413E-06    0.000000 
         ~33      VENTOX   LinStatic              -7.466E-10    0.000000    0.000158  -3.530E-07    0.000000 
         ~33      VENTOY   LinStatic               1.031E-08    0.000000    0.000165  -1.081E-06    0.000000 
         ~33      SISMAX LinRespSpec         Max   1.434E-07   5.012E-09    0.000015   4.638E-08    0.000000 
         ~33      SISMAY LinRespSpec         Max   1.034E-07   1.758E-08    0.000021   2.221E-06    0.000000 
         ~33        TERM   LinStatic              -1.487E-10    0.000000  -6.103E-06   2.235E-07    0.000000 
         ~33       COMB1 Combination         Max   6.597E-10    0.000000   -0.007545   6.506E-06    0.000000 
         ~33       COMB1 Combination         Min   6.597E-10    0.000000   -0.007545   6.506E-06    0.000000 
         ~33       COMB2 Combination         Max   1.053E-09    0.000000   -0.008186   7.918E-06    0.000000 
         ~33       COMB2 Combination         Min   1.053E-09    0.000000   -0.008186   7.918E-06    0.000000 
         ~33       COMB3 Combination         Max  -8.687E-11    0.000000   -0.007387   6.152E-06    0.000000 
         ~33       COMB3 Combination         Min  -8.687E-11    0.000000   -0.007387   6.152E-06    0.000000 
         ~33       COMB4 Combination         Max   1.097E-08    0.000000   -0.007380   5.425E-06    0.000000 
         ~33       COMB4 Combination         Min   1.097E-08    0.000000   -0.007380   5.425E-06    0.000000 
         ~33       COMB5 Combination         Max   3.062E-10    0.000000   -0.008028   7.565E-06    0.000000 
         ~33       COMB5 Combination         Min   3.062E-10    0.000000   -0.008028   7.565E-06    0.000000 
         ~33       COMB6 Combination         Max   1.136E-08    0.000000   -0.008021   6.838E-06    0.000000 
         ~33       COMB6 Combination         Min   1.136E-08    0.000000   -0.008021   6.838E-06    0.000000 
         ~33       COMB7 Combination         Max   9.571E-10    0.000000   -0.007533   6.059E-06    0.000000 
         ~33       COMB7 Combination         Min   9.571E-10    0.000000   -0.007533   6.059E-06    0.000000 
         ~33       COMB8 Combination         Max   1.350E-09    0.000000   -0.008174   7.471E-06    0.000000 
         ~33       COMB8 Combination         Min   1.350E-09    0.000000   -0.008174   7.471E-06    0.000000 
         ~33       COMB9 Combination         Max   2.106E-10    0.000000   -0.007375   5.705E-06    0.000000 
         ~33       COMB9 Combination         Min   2.106E-10    0.000000   -0.007375   5.705E-06    0.000000 
         ~33      COMB10 Combination         Max   1.126E-08    0.000000   -0.007368   4.978E-06    0.000000 
         ~33      COMB10 Combination         Min   1.126E-08    0.000000   -0.007368   4.978E-06    0.000000 
         ~33      COMB11 Combination         Max   6.037E-10    0.000000   -0.008016   7.118E-06    0.000000 
         ~33      COMB11 Combination         Min   6.037E-10    0.000000   -0.008016   7.118E-06    0.000000 
         ~33      COMB12 Combination         Max   1.166E-08    0.000000   -0.008009   6.391E-06    0.000000 
         ~33      COMB12 Combination         Min   1.166E-08    0.000000   -0.008009   6.391E-06    0.000000 
         ~33      COMB13 Combination         Max   1.446E-07   5.012E-09   -0.008165   7.741E-06    0.000000 
         ~33      COMB13 Combination         Min  -1.422E-07  -5.012E-09   -0.008195   7.649E-06    0.000000 
         ~33      COMB14 Combination         Max   1.046E-07   1.758E-08   -0.008159   9.916E-06    0.000000 
         ~33      COMB14 Combination         Min  -1.022E-07  -1.758E-08   -0.008201   5.474E-06    0.000000 
         ~33         INV Combination         Max   1.446E-07   1.758E-08   -0.007368   9.916E-06    0.000000 
         ~33         INV Combination         Min  -1.422E-07  -1.758E-08   -0.008201   4.978E-06    0.000000 
         ~34          PP   LinStatic               2.722E-10    0.000000   -0.005972   5.678E-06    0.000000 
         ~34        PERM   LinStatic               6.649E-10    0.000000   -0.001559   3.065E-06    0.000000 
         ~34        NEVE   LinStatic               4.549E-10    0.000000   -0.000639   2.097E-06    0.000000 
         ~34      VENTOX   LinStatic              -7.917E-10    0.000000    0.000158  -5.246E-07    0.000000 
         ~34      VENTOY   LinStatic               1.165E-08    0.000000    0.000164  -1.695E-06    0.000000 
         ~34      SISMAX LinRespSpec         Max   2.480E-07   8.134E-09    0.000015   7.856E-08    0.000000 
         ~34      SISMAY LinRespSpec         Max   1.773E-07   2.853E-08    0.000018   3.574E-06    0.000000 
         ~34        TERM   LinStatic              -1.322E-10    0.000000  -5.824E-06   3.584E-07    0.000000 
         ~34       COMB1 Combination         Max   8.049E-10    0.000000   -0.007537   9.102E-06    0.000000 
         ~34       COMB1 Combination         Min   8.049E-10    0.000000   -0.007537   9.102E-06    0.000000 
         ~34       COMB2 Combination         Max   1.260E-09    0.000000   -0.008176    0.000011    0.000000 
         ~34       COMB2 Combination         Min   1.260E-09    0.000000   -0.008176    0.000011    0.000000 
         ~34       COMB3 Combination         Max   1.313E-11    0.000000   -0.007379   8.577E-06    0.000000 
         ~34       COMB3 Combination         Min   1.313E-11    0.000000   -0.007379   8.577E-06    0.000000 
         ~34       COMB4 Combination         Max   1.245E-08    0.000000   -0.007373   7.406E-06    0.000000 
         ~34       COMB4 Combination         Min   1.245E-08    0.000000   -0.007373   7.406E-06    0.000000 
         ~34       COMB5 Combination         Max   4.681E-10    0.000000   -0.008018    0.000011    0.000000 
         ~34       COMB5 Combination         Min   4.681E-10    0.000000   -0.008018    0.000011    0.000000 
         ~34       COMB6 Combination         Max   1.291E-08    0.000000   -0.008012   9.504E-06    0.000000 
         ~34       COMB6 Combination         Min   1.291E-08    0.000000   -0.008012   9.504E-06    0.000000 
         ~34       COMB7 Combination         Max   1.069E-09    0.000000   -0.007525   8.385E-06    0.000000 
         ~34       COMB7 Combination         Min   1.069E-09    0.000000   -0.007525   8.385E-06    0.000000 
         ~34       COMB8 Combination         Max   1.524E-09    0.000000   -0.008164    0.000010    0.000000 
         ~34       COMB8 Combination         Min   1.524E-09    0.000000   -0.008164    0.000010    0.000000 
         ~34       COMB9 Combination         Max   2.776E-10    0.000000   -0.007367   7.860E-06    0.000000 
         ~34       COMB9 Combination         Min   2.776E-10    0.000000   -0.007367   7.860E-06    0.000000 
         ~34      COMB10 Combination         Max   1.272E-08    0.000000   -0.007362   6.689E-06    0.000000 
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         ~34      COMB10 Combination         Min   1.272E-08    0.000000   -0.007362   6.689E-06    0.000000 
         ~34      COMB11 Combination         Max   7.325E-10    0.000000   -0.008007   9.957E-06    0.000000 
         ~34      COMB11 Combination         Min   7.325E-10    0.000000   -0.008007   9.957E-06    0.000000 
         ~34      COMB12 Combination         Max   1.317E-08    0.000000   -0.008001   8.787E-06    0.000000 
         ~34      COMB12 Combination         Min   1.317E-08    0.000000   -0.008001   8.787E-06    0.000000 
         ~34      COMB13 Combination         Max   2.494E-07   8.134E-09   -0.008155    0.000011    0.000000 
         ~34      COMB13 Combination         Min  -2.467E-07  -8.134E-09   -0.008185    0.000011    0.000000 
         ~34      COMB14 Combination         Max   1.787E-07   2.853E-08   -0.008152    0.000014    0.000000 
         ~34      COMB14 Combination         Min  -1.759E-07  -2.853E-08   -0.008188   7.267E-06    0.000000 
         ~34         INV Combination         Max   2.494E-07   2.853E-08   -0.007362    0.000014    0.000000 
         ~34         INV Combination         Min  -2.467E-07  -2.853E-08   -0.008188   6.689E-06    0.000000 
         ~35          PP   LinStatic               1.942E-10    0.000000   -0.005967   4.569E-06    0.000000 
         ~35        PERM   LinStatic               4.694E-10    0.000000   -0.001556   2.804E-06    0.000000 
         ~35        NEVE   LinStatic               3.212E-10    0.000000   -0.000637   1.919E-06    0.000000 
         ~35      VENTOX   LinStatic              -4.667E-10    0.000000    0.000157  -4.806E-07    0.000000 
         ~35      VENTOY   LinStatic               7.869E-09    0.000000    0.000162  -1.650E-06    0.000000 
         ~35      SISMAX LinRespSpec         Max   2.286E-07   8.134E-09    0.000015   8.240E-08    0.000000 
         ~35      SISMAY LinRespSpec         Max   1.785E-07   2.853E-08    0.000015   3.569E-06    0.000000 
         ~35        TERM   LinStatic              -4.233E-11    0.000000  -5.514E-06   3.569E-07    0.000000 
         ~35       COMB1 Combination         Max   6.212E-10    0.000000   -0.007529   7.730E-06    0.000000 
         ~35       COMB1 Combination         Min   6.212E-10    0.000000   -0.007529   7.730E-06    0.000000 
         ~35       COMB2 Combination         Max   9.424E-10    0.000000   -0.008167   9.649E-06    0.000000 
         ~35       COMB2 Combination         Min   9.424E-10    0.000000   -0.008167   9.649E-06    0.000000 
         ~35       COMB3 Combination         Max   1.546E-10    0.000000   -0.007372   7.249E-06    0.000000 
         ~35       COMB3 Combination         Min   1.546E-10    0.000000   -0.007372   7.249E-06    0.000000 
         ~35       COMB4 Combination         Max   8.491E-09    0.000000   -0.007367   6.080E-06    0.000000 
         ~35       COMB4 Combination         Min   8.491E-09    0.000000   -0.007367   6.080E-06    0.000000 
         ~35       COMB5 Combination         Max   4.757E-10    0.000000   -0.008010   9.168E-06    0.000000 
         ~35       COMB5 Combination         Min   4.757E-10    0.000000   -0.008010   9.168E-06    0.000000 
         ~35       COMB6 Combination         Max   8.812E-09    0.000000   -0.008005   7.999E-06    0.000000 
         ~35       COMB6 Combination         Min   8.812E-09    0.000000   -0.008005   7.999E-06    0.000000 
         ~35       COMB7 Combination         Max   7.059E-10    0.000000   -0.007518   7.016E-06    0.000000 
         ~35       COMB7 Combination         Min   7.059E-10    0.000000   -0.007518   7.016E-06    0.000000 
         ~35       COMB8 Combination         Max   1.027E-09    0.000000   -0.008156   8.935E-06    0.000000 
         ~35       COMB8 Combination         Min   1.027E-09    0.000000   -0.008156   8.935E-06    0.000000 
         ~35       COMB9 Combination         Max   2.392E-10    0.000000   -0.007361   6.536E-06    0.000000 
         ~35       COMB9 Combination         Min   2.392E-10    0.000000   -0.007361   6.536E-06    0.000000 
         ~35      COMB10 Combination         Max   8.575E-09    0.000000   -0.007356   5.366E-06    0.000000 
         ~35      COMB10 Combination         Min   8.575E-09    0.000000   -0.007356   5.366E-06    0.000000 
         ~35      COMB11 Combination         Max   5.604E-10    0.000000   -0.007999   8.454E-06    0.000000 
         ~35      COMB11 Combination         Min   5.604E-10    0.000000   -0.007999   8.454E-06    0.000000 
         ~35      COMB12 Combination         Max   8.896E-09    0.000000   -0.007994   7.285E-06    0.000000 
         ~35      COMB12 Combination         Min   8.896E-09    0.000000   -0.007994   7.285E-06    0.000000 
         ~35      COMB13 Combination         Max   2.295E-07   8.134E-09   -0.008146   9.374E-06    0.000000 
         ~35      COMB13 Combination         Min  -2.276E-07  -8.134E-09   -0.008176   9.209E-06    0.000000 
         ~35      COMB14 Combination         Max   1.795E-07   2.853E-08   -0.008146    0.000013    0.000000 
         ~35      COMB14 Combination         Min  -1.775E-07  -2.853E-08   -0.008176   5.723E-06    0.000000 
         ~35         INV Combination         Max   2.295E-07   2.853E-08   -0.007356    0.000013    0.000000 
         ~35         INV Combination         Min  -2.276E-07  -2.853E-08   -0.008176   5.366E-06    0.000000 
         ~36          PP   LinStatic               7.645E-11    0.000000   -0.005965   2.144E-06    0.000000 
         ~36        PERM   LinStatic               1.802E-10    0.000000   -0.001555   1.578E-06    0.000000 
         ~36        NEVE   LinStatic               1.233E-10    0.000000   -0.000636   1.080E-06    0.000000 
         ~36      VENTOX   LinStatic              -9.081E-11    0.000000    0.000157  -2.709E-07    0.000000 
         ~36      VENTOY   LinStatic               2.681E-09    0.000000    0.000161  -9.958E-07    0.000000 
         ~36      SISMAX LinRespSpec         Max   1.081E-07   5.012E-09    0.000015   5.355E-08    0.000000 
         ~36      SISMAY LinRespSpec         Max   1.013E-07   1.758E-08    0.000012   2.213E-06    0.000000 
         ~36        TERM   LinStatic               3.259E-11    0.000000  -5.239E-06   2.205E-07    0.000000 
         ~36       COMB1 Combination         Max   2.893E-10    0.000000   -0.007525   3.943E-06    0.000000 
         ~36       COMB1 Combination         Min   2.893E-10    0.000000   -0.007525   3.943E-06    0.000000 
         ~36       COMB2 Combination         Max   4.126E-10    0.000000   -0.008161   5.023E-06    0.000000 
         ~36       COMB2 Combination         Min   4.126E-10    0.000000   -0.008161   5.023E-06    0.000000 
         ~36       COMB3 Combination         Max   1.985E-10    0.000000   -0.007368   3.672E-06    0.000000 
         ~36       COMB3 Combination         Min   1.985E-10    0.000000   -0.007368   3.672E-06    0.000000 
         ~36       COMB4 Combination         Max   2.971E-09    0.000000   -0.007364   2.947E-06    0.000000 
         ~36       COMB4 Combination         Min   2.971E-09    0.000000   -0.007364   2.947E-06    0.000000 
         ~36       COMB5 Combination         Max   3.218E-10    0.000000   -0.008004   4.752E-06    0.000000 
         ~36       COMB5 Combination         Min   3.218E-10    0.000000   -0.008004   4.752E-06    0.000000 
         ~36       COMB6 Combination         Max   3.094E-09    0.000000   -0.008000   4.027E-06    0.000000 
         ~36       COMB6 Combination         Min   3.094E-09    0.000000   -0.008000   4.027E-06    0.000000 
         ~36       COMB7 Combination         Max   2.241E-10    0.000000   -0.007514   3.502E-06    0.000000 
         ~36       COMB7 Combination         Min   2.241E-10    0.000000   -0.007514   3.502E-06    0.000000 
         ~36       COMB8 Combination         Max   3.474E-10    0.000000   -0.008151   4.582E-06    0.000000 
         ~36       COMB8 Combination         Min   3.474E-10    0.000000   -0.008151   4.582E-06    0.000000 
         ~36       COMB9 Combination         Max   1.333E-10    0.000000   -0.007358   3.231E-06    0.000000 
         ~36       COMB9 Combination         Min   1.333E-10    0.000000   -0.007358   3.231E-06    0.000000 
         ~36      COMB10 Combination         Max   2.906E-09    0.000000   -0.007354   2.506E-06    0.000000 
         ~36      COMB10 Combination         Min   2.906E-09    0.000000   -0.007354   2.506E-06    0.000000 
         ~36      COMB11 Combination         Max   2.566E-10    0.000000   -0.007994   4.311E-06    0.000000 
         ~36      COMB11 Combination         Min   2.566E-10    0.000000   -0.007994   4.311E-06    0.000000 
         ~36      COMB12 Combination         Max   3.029E-09    0.000000   -0.007990   3.586E-06    0.000000 
         ~36      COMB12 Combination         Min   3.029E-09    0.000000   -0.007990   3.586E-06    0.000000 
         ~36      COMB13 Combination         Max   1.085E-07   5.012E-09   -0.008141   4.856E-06    0.000000 
         ~36      COMB13 Combination         Min  -1.078E-07  -5.012E-09   -0.008171   4.749E-06    0.000000 
         ~36      COMB14 Combination         Max   1.017E-07   1.758E-08   -0.008143   7.015E-06    0.000000 
         ~36      COMB14 Combination         Min  -1.009E-07  -1.758E-08   -0.008168   2.589E-06    0.000000 
         ~36         INV Combination         Max   1.085E-07   1.758E-08   -0.007354   7.015E-06    0.000000 
         ~36         INV Combination         Min  -1.078E-07  -1.758E-08   -0.008171   2.506E-06    0.000000 
         ~37          PP   LinStatic              -1.088E-11    0.000000   -0.005962   1.867E-06    0.000000 
         ~37        PERM   LinStatic              -1.846E-11    0.000000   -0.001553   8.437E-07    0.000000 
         ~37        NEVE   LinStatic              -1.263E-11    0.000000   -0.000635   5.766E-07    0.000000 
         ~37      VENTOX   LinStatic              -1.320E-10    0.000000    0.000157  -1.417E-07    0.000000 
         ~37      VENTOY   LinStatic              -5.266E-10    0.000000    0.000160  -8.316E-07    0.000000 
         ~37      SISMAX LinRespSpec         Max   1.436E-07   8.750E-09    0.000015   3.857E-08    0.000000 
         ~37      SISMAY LinRespSpec         Max   8.217E-08   1.420E-08   9.361E-06   2.038E-06    0.000000 
         ~37        TERM   LinStatic              -8.142E-11    0.000000  -4.992E-06   1.282E-07    0.000000 
         ~37       COMB1 Combination         Max  -1.108E-10    0.000000   -0.007520   2.838E-06    0.000000 
         ~37       COMB1 Combination         Min  -1.108E-10    0.000000   -0.007520   2.838E-06    0.000000 
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         ~37       COMB2 Combination         Max  -1.234E-10    0.000000   -0.008155   3.415E-06    0.000000 
         ~37       COMB2 Combination         Min  -1.234E-10    0.000000   -0.008155   3.415E-06    0.000000 
         ~37       COMB3 Combination         Max  -2.427E-10    0.000000   -0.007364   2.697E-06    0.000000 
         ~37       COMB3 Combination         Min  -2.427E-10    0.000000   -0.007364   2.697E-06    0.000000 
         ~37       COMB4 Combination         Max  -6.374E-10    0.000000   -0.007361   2.007E-06    0.000000 
         ~37       COMB4 Combination         Min  -6.374E-10    0.000000   -0.007361   2.007E-06    0.000000 
         ~37       COMB5 Combination         Max  -2.554E-10    0.000000   -0.007998   3.273E-06    0.000000 
         ~37       COMB5 Combination         Min  -2.554E-10    0.000000   -0.007998   3.273E-06    0.000000 
         ~37       COMB6 Combination         Max  -6.500E-10    0.000000   -0.007995   2.583E-06    0.000000 
         ~37       COMB6 Combination         Min  -6.500E-10    0.000000   -0.007995   2.583E-06    0.000000 
         ~37       COMB7 Combination         Max   5.208E-11    0.000000   -0.007510   2.582E-06    0.000000 
         ~37       COMB7 Combination         Min   5.208E-11    0.000000   -0.007510   2.582E-06    0.000000 
         ~37       COMB8 Combination         Max   3.945E-11    0.000000   -0.008145   3.159E-06    0.000000 
         ~37       COMB8 Combination         Min   3.945E-11    0.000000   -0.008145   3.159E-06    0.000000 
         ~37       COMB9 Combination         Max  -7.990E-11    0.000000   -0.007354   2.440E-06    0.000000 
         ~37       COMB9 Combination         Min  -7.990E-11    0.000000   -0.007354   2.440E-06    0.000000 
         ~37      COMB10 Combination         Max  -4.745E-10    0.000000   -0.007351   1.751E-06    0.000000 
         ~37      COMB10 Combination         Min  -4.745E-10    0.000000   -0.007351   1.751E-06    0.000000 
         ~37      COMB11 Combination         Max  -9.253E-11    0.000000   -0.007988   3.017E-06    0.000000 
         ~37      COMB11 Combination         Min  -9.253E-11    0.000000   -0.007988   3.017E-06    0.000000 
         ~37      COMB12 Combination         Max  -4.872E-10    0.000000   -0.007985   2.327E-06    0.000000 
         ~37      COMB12 Combination         Min  -4.872E-10    0.000000   -0.007985   2.327E-06    0.000000 
         ~37      COMB13 Combination         Max   1.436E-07   8.750E-09   -0.008135   3.326E-06    0.000000 
         ~37      COMB13 Combination         Min  -1.437E-07  -8.750E-09   -0.008165   3.248E-06    0.000000 
         ~37      COMB14 Combination         Max   8.213E-08   1.420E-08   -0.008141   5.325E-06    0.000000 
         ~37      COMB14 Combination         Min  -8.222E-08  -1.420E-08   -0.008159   1.249E-06    0.000000 
         ~37         INV Combination         Max   1.436E-07   1.420E-08   -0.007351   5.325E-06    0.000000 
         ~37         INV Combination         Min  -1.437E-07  -1.420E-08   -0.008165   1.249E-06    0.000000 
         ~38          PP   LinStatic              -1.243E-11    0.000000   -0.005960   1.896E-06    0.000000 
         ~38        PERM   LinStatic              -2.109E-11    0.000000   -0.001552   1.098E-06    0.000000 
         ~38        NEVE   LinStatic              -1.443E-11    0.000000   -0.000634   7.512E-07    0.000000 
         ~38      VENTOX   LinStatic              -1.508E-10    0.000000    0.000156  -1.844E-07    0.000000 
         ~38      VENTOY   LinStatic              -1.897E-09    0.000000    0.000159  -1.295E-06    0.000000 
         ~38      SISMAX LinRespSpec         Max   2.745E-07   1.420E-08    0.000015   5.823E-08    0.000000 
         ~38      SISMAY LinRespSpec         Max   1.485E-07   2.305E-08   6.824E-06   3.282E-06    0.000000 
         ~38        TERM   LinStatic              -9.301E-11    0.000000  -4.832E-06   2.051E-07    0.000000 
         ~38       COMB1 Combination         Max  -1.265E-10    0.000000   -0.007516   3.199E-06    0.000000 
         ~38       COMB1 Combination         Min  -1.265E-10    0.000000   -0.007516   3.199E-06    0.000000 
         ~38       COMB2 Combination         Max  -1.410E-10    0.000000   -0.008150   3.950E-06    0.000000 
         ~38       COMB2 Combination         Min  -1.410E-10    0.000000   -0.008150   3.950E-06    0.000000 
         ~38       COMB3 Combination         Max  -2.773E-10    0.000000   -0.007360   3.015E-06    0.000000 
         ~38       COMB3 Combination         Min  -2.773E-10    0.000000   -0.007360   3.015E-06    0.000000 
         ~38       COMB4 Combination         Max  -2.024E-09    0.000000   -0.007358   1.904E-06    0.000000 
         ~38       COMB4 Combination         Min  -2.024E-09    0.000000   -0.007358   1.904E-06    0.000000 
         ~38       COMB5 Combination         Max  -2.917E-10    0.000000   -0.007994   3.766E-06    0.000000 
         ~38       COMB5 Combination         Min  -2.917E-10    0.000000   -0.007994   3.766E-06    0.000000 
         ~38       COMB6 Combination         Max  -2.038E-09    0.000000   -0.007992   2.655E-06    0.000000 
         ~38       COMB6 Combination         Min  -2.038E-09    0.000000   -0.007992   2.655E-06    0.000000 
         ~38       COMB7 Combination         Max   5.949E-11    0.000000   -0.007507   2.789E-06    0.000000 
         ~38       COMB7 Combination         Min   5.949E-11    0.000000   -0.007507   2.789E-06    0.000000 
         ~38       COMB8 Combination         Max   4.506E-11    0.000000   -0.008141   3.540E-06    0.000000 
         ~38       COMB8 Combination         Min   4.506E-11    0.000000   -0.008141   3.540E-06    0.000000 
         ~38       COMB9 Combination         Max  -9.127E-11    0.000000   -0.007350   2.605E-06    0.000000 
         ~38       COMB9 Combination         Min  -9.127E-11    0.000000   -0.007350   2.605E-06    0.000000 
         ~38      COMB10 Combination         Max  -1.838E-09    0.000000   -0.007348   1.494E-06    0.000000 
         ~38      COMB10 Combination         Min  -1.838E-09    0.000000   -0.007348   1.494E-06    0.000000 
         ~38      COMB11 Combination         Max  -1.057E-10    0.000000   -0.007984   3.356E-06    0.000000 
         ~38      COMB11 Combination         Min  -1.057E-10    0.000000   -0.007984   3.356E-06    0.000000 
         ~38      COMB12 Combination         Max  -1.852E-09    0.000000   -0.007982   2.245E-06    0.000000 
         ~38      COMB12 Combination         Min  -1.852E-09    0.000000   -0.007982   2.245E-06    0.000000 
         ~38      COMB13 Combination         Max   2.744E-07   1.420E-08   -0.008131   3.804E-06    0.000000 
         ~38      COMB13 Combination         Min  -2.745E-07  -1.420E-08   -0.008160   3.687E-06    0.000000 
         ~38      COMB14 Combination         Max   1.484E-07   2.305E-08   -0.008139   7.027E-06    0.000000 
         ~38      COMB14 Combination         Min  -1.485E-07  -2.305E-08   -0.008152   4.636E-07    0.000000 
         ~38         INV Combination         Max   2.744E-07   2.305E-08   -0.007348   7.027E-06    0.000000 
         ~38         INV Combination         Min  -2.745E-07  -2.305E-08   -0.008160   4.636E-07    0.000000 
         ~39          PP   LinStatic              -8.569E-12    0.000000   -0.005958   7.899E-07    0.000000 
         ~39        PERM   LinStatic              -1.454E-11    0.000000   -0.001551   8.388E-07    0.000000 
         ~39        NEVE   LinStatic              -9.948E-12    0.000000   -0.000634   5.741E-07    0.000000 
         ~39      VENTOX   LinStatic              -1.039E-10    0.000000    0.000156  -1.407E-07    0.000000 
         ~39      VENTOY   LinStatic              -2.986E-09    0.000000    0.000157  -1.251E-06    0.000000 
         ~39      SISMAX LinRespSpec         Max   2.622E-07   1.420E-08    0.000015   5.433E-08    0.000000 
         ~39      SISMAY LinRespSpec         Max   1.610E-07   2.305E-08   3.977E-06   3.280E-06    0.000000 
         ~39        TERM   LinStatic              -6.412E-11    0.000000  -4.655E-06   2.038E-07    0.000000 
         ~39       COMB1 Combination         Max  -8.723E-11    0.000000   -0.007514   1.832E-06    0.000000 
         ~39       COMB1 Combination         Min  -8.723E-11    0.000000   -0.007514   1.832E-06    0.000000 
         ~39       COMB2 Combination         Max  -9.717E-11    0.000000   -0.008148   2.407E-06    0.000000 
         ~39       COMB2 Combination         Min  -9.717E-11    0.000000   -0.008148   2.407E-06    0.000000 
         ~39       COMB3 Combination         Max  -1.912E-10    0.000000   -0.007358   1.692E-06    0.000000 
         ~39       COMB3 Combination         Min  -1.912E-10    0.000000   -0.007358   1.692E-06    0.000000 
         ~39       COMB4 Combination         Max  -3.073E-09    0.000000   -0.007357   5.812E-07    0.000000 
         ~39       COMB4 Combination         Min  -3.073E-09    0.000000   -0.007357   5.812E-07    0.000000 
         ~39       COMB5 Combination         Max  -2.011E-10    0.000000   -0.007991   2.266E-06    0.000000 
         ~39       COMB5 Combination         Min  -2.011E-10    0.000000   -0.007991   2.266E-06    0.000000 
         ~39       COMB6 Combination         Max  -3.083E-09    0.000000   -0.007990   1.155E-06    0.000000 
         ~39       COMB6 Combination         Min  -3.083E-09    0.000000   -0.007990   1.155E-06    0.000000 
         ~39       COMB7 Combination         Max   4.101E-11    0.000000   -0.007505   1.425E-06    0.000000 
         ~39       COMB7 Combination         Min   4.101E-11    0.000000   -0.007505   1.425E-06    0.000000 
         ~39       COMB8 Combination         Max   3.106E-11    0.000000   -0.008138   1.999E-06    0.000000 
         ~39       COMB8 Combination         Min   3.106E-11    0.000000   -0.008138   1.999E-06    0.000000 
         ~39       COMB9 Combination         Max  -6.292E-11    0.000000   -0.007348   1.284E-06    0.000000 
         ~39       COMB9 Combination         Min  -6.292E-11    0.000000   -0.007348   1.284E-06    0.000000 
         ~39      COMB10 Combination         Max  -2.945E-09    0.000000   -0.007347   1.736E-07    0.000000 
         ~39      COMB10 Combination         Min  -2.945E-09    0.000000   -0.007347   1.736E-07    0.000000 
         ~39      COMB11 Combination         Max  -7.287E-11    0.000000   -0.007982   1.858E-06    0.000000 
         ~39      COMB11 Combination         Min  -7.287E-11    0.000000   -0.007982   1.858E-06    0.000000 
         ~39      COMB12 Combination         Max  -2.955E-09    0.000000   -0.007981   7.477E-07    0.000000 
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         ~39      COMB12 Combination         Min  -2.955E-09    0.000000   -0.007981   7.477E-07    0.000000 
         ~39      COMB13 Combination         Max   2.621E-07   1.420E-08   -0.008128   2.257E-06    0.000000 
         ~39      COMB13 Combination         Min  -2.622E-07  -1.420E-08   -0.008158   2.148E-06    0.000000 
         ~39      COMB14 Combination         Max   1.609E-07   2.305E-08   -0.008139   5.483E-06    0.000000 
         ~39      COMB14 Combination         Min  -1.610E-07  -2.305E-08   -0.008147  -1.077E-06    0.000000 
         ~39         INV Combination         Max   2.621E-07   2.305E-08   -0.007347   5.483E-06    0.000000 
         ~39         INV Combination         Min  -2.622E-07  -2.305E-08   -0.008158  -1.077E-06    0.000000 
         ~40          PP   LinStatic              -3.092E-12    0.000000   -0.005959  -1.995E-07    0.000000 
         ~40        PERM   LinStatic              -5.246E-12    0.000000   -0.001551   3.587E-07    0.000000 
         ~40        NEVE   LinStatic              -3.589E-12    0.000000   -0.000633   2.461E-07    0.000000 
         ~40      VENTOX   LinStatic              -3.750E-11    0.000000    0.000156  -6.012E-08    0.000000 
         ~40      VENTOY   LinStatic              -2.723E-09    0.000000    0.000157  -7.492E-07    0.000000 
         ~40      SISMAX LinRespSpec         Max   1.187E-07   8.750E-09    0.000015   3.130E-08    0.000000 
         ~40      SISMAY LinRespSpec         Max   1.034E-07   1.420E-08   1.444E-06   2.035E-06    0.000000 
         ~40        TERM   LinStatic              -2.314E-11    0.000000  -4.499E-06   1.257E-07    0.000000 
         ~40       COMB1 Combination         Max  -3.147E-11    0.000000   -0.007514   2.849E-07    0.000000 
         ~40       COMB1 Combination         Min  -3.147E-11    0.000000   -0.007514   2.849E-07    0.000000 
         ~40       COMB2 Combination         Max  -3.506E-11    0.000000   -0.008147   5.310E-07    0.000000 
         ~40       COMB2 Combination         Min  -3.506E-11    0.000000   -0.008147   5.310E-07    0.000000 
         ~40       COMB3 Combination         Max  -6.897E-11    0.000000   -0.007358   2.248E-07    0.000000 
         ~40       COMB3 Combination         Min  -6.897E-11    0.000000   -0.007358   2.248E-07    0.000000 
         ~40       COMB4 Combination         Max  -2.754E-09    0.000000   -0.007358  -4.643E-07    0.000000 
         ~40       COMB4 Combination         Min  -2.754E-09    0.000000   -0.007358  -4.643E-07    0.000000 
         ~40       COMB5 Combination         Max  -7.256E-11    0.000000   -0.007991   4.709E-07    0.000000 
         ~40       COMB5 Combination         Min  -7.256E-11    0.000000   -0.007991   4.709E-07    0.000000 
         ~40       COMB6 Combination         Max  -2.758E-09    0.000000   -0.007991  -2.182E-07    0.000000 
         ~40       COMB6 Combination         Min  -2.758E-09    0.000000   -0.007991  -2.182E-07    0.000000 
         ~40       COMB7 Combination         Max   1.480E-11    0.000000   -0.007505   3.354E-08    0.000000 
         ~40       COMB7 Combination         Min   1.480E-11    0.000000   -0.007505   3.354E-08    0.000000 
         ~40       COMB8 Combination         Max   1.121E-11    0.000000   -0.008138   2.796E-07    0.000000 
         ~40       COMB8 Combination         Min   1.121E-11    0.000000   -0.008138   2.796E-07    0.000000 
         ~40       COMB9 Combination         Max  -2.270E-11    0.000000   -0.007349  -2.658E-08    0.000000 
         ~40       COMB9 Combination         Min  -2.270E-11    0.000000   -0.007349  -2.658E-08    0.000000 
         ~40      COMB10 Combination         Max  -2.708E-09    0.000000   -0.007349  -7.157E-07    0.000000 
         ~40      COMB10 Combination         Min  -2.708E-09    0.000000   -0.007349  -7.157E-07    0.000000 
         ~40      COMB11 Combination         Max  -2.629E-11    0.000000   -0.007982   2.195E-07    0.000000 
         ~40      COMB11 Combination         Min  -2.629E-11    0.000000   -0.007982   2.195E-07    0.000000 
         ~40      COMB12 Combination         Max  -2.712E-09    0.000000   -0.007982  -4.696E-07    0.000000 
         ~40      COMB12 Combination         Min  -2.712E-09    0.000000   -0.007982  -4.696E-07    0.000000 
         ~40      COMB13 Combination         Max   1.187E-07   8.750E-09   -0.008128   4.366E-07    0.000000 
         ~40      COMB13 Combination         Min  -1.188E-07  -8.750E-09   -0.008158   3.740E-07    0.000000 
         ~40      COMB14 Combination         Max   1.034E-07   1.420E-08   -0.008141   2.441E-06    0.000000 
         ~40      COMB14 Combination         Min  -1.035E-07  -1.420E-08   -0.008144  -1.630E-06    0.000000 
         ~40         INV Combination         Max   1.187E-07   1.420E-08   -0.007349   2.441E-06    0.000000 
         ~40         INV Combination         Min  -1.188E-07  -1.420E-08   -0.008158  -1.630E-06    0.000000 
         ~41          PP   LinStatic              -3.092E-12    0.000000   -0.005959   1.995E-07    0.000000 
         ~41        PERM   LinStatic              -5.246E-12    0.000000   -0.001551  -3.587E-07    0.000000 
         ~41        NEVE   LinStatic              -3.589E-12    0.000000   -0.000633  -2.461E-07    0.000000 
         ~41      VENTOX   LinStatic              -3.750E-11    0.000000    0.000156   6.012E-08    0.000000 
         ~41      VENTOY   LinStatic               2.723E-09    0.000000    0.000156  -6.445E-07    0.000000 
         ~41      SISMAX LinRespSpec         Max   1.187E-07   1.186E-09    0.000015   3.130E-08    0.000000 
         ~41      SISMAY LinRespSpec         Max   1.034E-07   2.322E-08   1.444E-06   2.035E-06    0.000000 
         ~41        TERM   LinStatic              -2.314E-11    0.000000  -4.499E-06  -1.257E-07    0.000000 
         ~41       COMB1 Combination         Max  -3.147E-11    0.000000   -0.007514  -2.849E-07    0.000000 
         ~41       COMB1 Combination         Min  -3.147E-11    0.000000   -0.007514  -2.849E-07    0.000000 
         ~41       COMB2 Combination         Max  -3.506E-11    0.000000   -0.008147  -5.310E-07    0.000000 
         ~41       COMB2 Combination         Min  -3.506E-11    0.000000   -0.008147  -5.310E-07    0.000000 
         ~41       COMB3 Combination         Max  -6.897E-11    0.000000   -0.007358  -2.248E-07    0.000000 
         ~41       COMB3 Combination         Min  -6.897E-11    0.000000   -0.007358  -2.248E-07    0.000000 
         ~41       COMB4 Combination         Max   2.691E-09    0.000000   -0.007359  -9.294E-07    0.000000 
         ~41       COMB4 Combination         Min   2.691E-09    0.000000   -0.007359  -9.294E-07    0.000000 
         ~41       COMB5 Combination         Max  -7.256E-11    0.000000   -0.007991  -4.709E-07    0.000000 
         ~41       COMB5 Combination         Min  -7.256E-11    0.000000   -0.007991  -4.709E-07    0.000000 
         ~41       COMB6 Combination         Max   2.688E-09    0.000000   -0.007992  -1.175E-06    0.000000 
         ~41       COMB6 Combination         Min   2.688E-09    0.000000   -0.007992  -1.175E-06    0.000000 
         ~41       COMB7 Combination         Max   1.480E-11    0.000000   -0.007505  -3.354E-08    0.000000 
         ~41       COMB7 Combination         Min   1.480E-11    0.000000   -0.007505  -3.354E-08    0.000000 
         ~41       COMB8 Combination         Max   1.121E-11    0.000000   -0.008138  -2.796E-07    0.000000 
         ~41       COMB8 Combination         Min   1.121E-11    0.000000   -0.008138  -2.796E-07    0.000000 
         ~41       COMB9 Combination         Max  -2.270E-11    0.000000   -0.007349   2.658E-08    0.000000 
         ~41       COMB9 Combination         Min  -2.270E-11    0.000000   -0.007349   2.658E-08    0.000000 
         ~41      COMB10 Combination         Max   2.737E-09    0.000000   -0.007350  -6.780E-07    0.000000 
         ~41      COMB10 Combination         Min   2.737E-09    0.000000   -0.007350  -6.780E-07    0.000000 
         ~41      COMB11 Combination         Max  -2.629E-11    0.000000   -0.007982  -2.195E-07    0.000000 
         ~41      COMB11 Combination         Min  -2.629E-11    0.000000   -0.007982  -2.195E-07    0.000000 
         ~41      COMB12 Combination         Max   2.734E-09    0.000000   -0.007983  -9.241E-07    0.000000 
         ~41      COMB12 Combination         Min   2.734E-09    0.000000   -0.007983  -9.241E-07    0.000000 
         ~41      COMB13 Combination         Max   1.187E-07   1.186E-09   -0.008128  -3.740E-07    0.000000 
         ~41      COMB13 Combination         Min  -1.188E-07  -1.186E-09   -0.008158  -4.366E-07    0.000000 
         ~41      COMB14 Combination         Max   1.034E-07   2.322E-08   -0.008141   1.630E-06    0.000000 
         ~41      COMB14 Combination         Min  -1.035E-07  -2.322E-08   -0.008144  -2.441E-06    0.000000 
         ~41         INV Combination         Max   1.187E-07   2.322E-08   -0.007349   1.630E-06    0.000000 
         ~41         INV Combination         Min  -1.188E-07  -2.322E-08   -0.008158  -2.441E-06    0.000000 
         ~42          PP   LinStatic              -8.569E-12    0.000000   -0.005958  -7.899E-07    0.000000 
         ~42        PERM   LinStatic              -1.454E-11    0.000000   -0.001551  -8.388E-07    0.000000 
         ~42        NEVE   LinStatic              -9.948E-12    0.000000   -0.000634  -5.741E-07    0.000000 
         ~42      VENTOX   LinStatic              -1.039E-10    0.000000    0.000156   1.407E-07    0.000000 
         ~42      VENTOY   LinStatic               2.985E-09    0.000000    0.000155  -9.950E-07    0.000000 
         ~42      SISMAX LinRespSpec         Max   2.622E-07   1.925E-09    0.000015   5.433E-08    0.000000 
         ~42      SISMAY LinRespSpec         Max   1.610E-07   3.768E-08   3.977E-06   3.280E-06    0.000000 
         ~42        TERM   LinStatic              -6.412E-11    0.000000  -4.655E-06  -2.038E-07    0.000000 
         ~42       COMB1 Combination         Max  -8.723E-11    0.000000   -0.007514  -1.832E-06    0.000000 
         ~42       COMB1 Combination         Min  -8.723E-11    0.000000   -0.007514  -1.832E-06    0.000000 
         ~42       COMB2 Combination         Max  -9.717E-11    0.000000   -0.008148  -2.407E-06    0.000000 
         ~42       COMB2 Combination         Min  -9.717E-11    0.000000   -0.008148  -2.407E-06    0.000000 
         ~42       COMB3 Combination         Max  -1.912E-10    0.000000   -0.007358  -1.692E-06    0.000000 
         ~42       COMB3 Combination         Min  -1.912E-10    0.000000   -0.007358  -1.692E-06    0.000000 
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         ~42       COMB4 Combination         Max   2.898E-09    0.000000   -0.007359  -2.827E-06    0.000000 
         ~42       COMB4 Combination         Min   2.898E-09    0.000000   -0.007359  -2.827E-06    0.000000 
         ~42       COMB5 Combination         Max  -2.011E-10    0.000000   -0.007991  -2.266E-06    0.000000 
         ~42       COMB5 Combination         Min  -2.011E-10    0.000000   -0.007991  -2.266E-06    0.000000 
         ~42       COMB6 Combination         Max   2.888E-09    0.000000   -0.007993  -3.402E-06    0.000000 
         ~42       COMB6 Combination         Min   2.888E-09    0.000000   -0.007993  -3.402E-06    0.000000 
         ~42       COMB7 Combination         Max   4.101E-11    0.000000   -0.007505  -1.425E-06    0.000000 
         ~42       COMB7 Combination         Min   4.101E-11    0.000000   -0.007505  -1.425E-06    0.000000 
         ~42       COMB8 Combination         Max   3.106E-11    0.000000   -0.008138  -1.999E-06    0.000000 
         ~42       COMB8 Combination         Min   3.106E-11    0.000000   -0.008138  -1.999E-06    0.000000 
         ~42       COMB9 Combination         Max  -6.292E-11    0.000000   -0.007348  -1.284E-06    0.000000 
         ~42       COMB9 Combination         Min  -6.292E-11    0.000000   -0.007348  -1.284E-06    0.000000 
         ~42      COMB10 Combination         Max   3.026E-09    0.000000   -0.007350  -2.420E-06    0.000000 
         ~42      COMB10 Combination         Min   3.026E-09    0.000000   -0.007350  -2.420E-06    0.000000 
         ~42      COMB11 Combination         Max  -7.287E-11    0.000000   -0.007982  -1.858E-06    0.000000 
         ~42      COMB11 Combination         Min  -7.287E-11    0.000000   -0.007982  -1.858E-06    0.000000 
         ~42      COMB12 Combination         Max   3.016E-09    0.000000   -0.007984  -2.994E-06    0.000000 
         ~42      COMB12 Combination         Min   3.016E-09    0.000000   -0.007984  -2.994E-06    0.000000 
         ~42      COMB13 Combination         Max   2.621E-07   1.925E-09   -0.008128  -2.148E-06    0.000000 
         ~42      COMB13 Combination         Min  -2.622E-07  -1.925E-09   -0.008158  -2.257E-06    0.000000 
         ~42      COMB14 Combination         Max   1.609E-07   3.768E-08   -0.008139   1.077E-06    0.000000 
         ~42      COMB14 Combination         Min  -1.610E-07  -3.768E-08   -0.008147  -5.483E-06    0.000000 
         ~42         INV Combination         Max   2.621E-07   3.768E-08   -0.007348   1.077E-06    0.000000 
         ~42         INV Combination         Min  -2.622E-07  -3.768E-08   -0.008158  -5.483E-06    0.000000 
         ~43          PP   LinStatic              -1.243E-11    0.000000   -0.005960  -1.896E-06    0.000000 
         ~43        PERM   LinStatic              -2.109E-11    0.000000   -0.001552  -1.098E-06    0.000000 
         ~43        NEVE   LinStatic              -1.443E-11    0.000000   -0.000634  -7.512E-07    0.000000 
         ~43      VENTOX   LinStatic              -1.508E-10    0.000000    0.000156   1.844E-07    0.000000 
         ~43      VENTOY   LinStatic               1.896E-09    0.000000    0.000154  -9.518E-07    0.000000 
         ~43      SISMAX LinRespSpec         Max   2.745E-07   1.925E-09    0.000015   5.823E-08    0.000000 
         ~43      SISMAY LinRespSpec         Max   1.485E-07   3.768E-08   6.824E-06   3.282E-06    0.000000 
         ~43        TERM   LinStatic              -9.301E-11    0.000000  -4.832E-06  -2.051E-07    0.000000 
         ~43       COMB1 Combination         Max  -1.265E-10    0.000000   -0.007516  -3.199E-06    0.000000 
         ~43       COMB1 Combination         Min  -1.265E-10    0.000000   -0.007516  -3.199E-06    0.000000 
         ~43       COMB2 Combination         Max  -1.410E-10    0.000000   -0.008150  -3.950E-06    0.000000 
         ~43       COMB2 Combination         Min  -1.410E-10    0.000000   -0.008150  -3.950E-06    0.000000 
         ~43       COMB3 Combination         Max  -2.773E-10    0.000000   -0.007360  -3.015E-06    0.000000 
         ~43       COMB3 Combination         Min  -2.773E-10    0.000000   -0.007360  -3.015E-06    0.000000 
         ~43       COMB4 Combination         Max   1.770E-09    0.000000   -0.007362  -4.151E-06    0.000000 
         ~43       COMB4 Combination         Min   1.770E-09    0.000000   -0.007362  -4.151E-06    0.000000 
         ~43       COMB5 Combination         Max  -2.917E-10    0.000000   -0.007994  -3.766E-06    0.000000 
         ~43       COMB5 Combination         Min  -2.917E-10    0.000000   -0.007994  -3.766E-06    0.000000 
         ~43       COMB6 Combination         Max   1.756E-09    0.000000   -0.007996  -4.902E-06    0.000000 
         ~43       COMB6 Combination         Min   1.756E-09    0.000000   -0.007996  -4.902E-06    0.000000 
         ~43       COMB7 Combination         Max   5.949E-11    0.000000   -0.007507  -2.789E-06    0.000000 
         ~43       COMB7 Combination         Min   5.949E-11    0.000000   -0.007507  -2.789E-06    0.000000 
         ~43       COMB8 Combination         Max   4.506E-11    0.000000   -0.008141  -3.540E-06    0.000000 
         ~43       COMB8 Combination         Min   4.506E-11    0.000000   -0.008141  -3.540E-06    0.000000 
         ~43       COMB9 Combination         Max  -9.127E-11    0.000000   -0.007350  -2.605E-06    0.000000 
         ~43       COMB9 Combination         Min  -9.127E-11    0.000000   -0.007350  -2.605E-06    0.000000 
         ~43      COMB10 Combination         Max   1.956E-09    0.000000   -0.007353  -3.741E-06    0.000000 
         ~43      COMB10 Combination         Min   1.956E-09    0.000000   -0.007353  -3.741E-06    0.000000 
         ~43      COMB11 Combination         Max  -1.057E-10    0.000000   -0.007984  -3.356E-06    0.000000 
         ~43      COMB11 Combination         Min  -1.057E-10    0.000000   -0.007984  -3.356E-06    0.000000 
         ~43      COMB12 Combination         Max   1.942E-09    0.000000   -0.007987  -4.492E-06    0.000000 
         ~43      COMB12 Combination         Min   1.942E-09    0.000000   -0.007987  -4.492E-06    0.000000 
         ~43      COMB13 Combination         Max   2.744E-07   1.925E-09   -0.008131  -3.687E-06    0.000000 
         ~43      COMB13 Combination         Min  -2.745E-07  -1.925E-09   -0.008160  -3.804E-06    0.000000 
         ~43      COMB14 Combination         Max   1.484E-07   3.768E-08   -0.008139  -4.636E-07    0.000000 
         ~43      COMB14 Combination         Min  -1.485E-07  -3.768E-08   -0.008152  -7.027E-06    0.000000 
         ~43         INV Combination         Max   2.744E-07   3.768E-08   -0.007350  -4.636E-07    0.000000 
         ~43         INV Combination         Min  -2.745E-07  -3.768E-08   -0.008160  -7.027E-06    0.000000 
         ~44          PP   LinStatic              -1.088E-11    0.000000   -0.005962  -1.867E-06    0.000000 
         ~44        PERM   LinStatic              -1.846E-11    0.000000   -0.001553  -8.437E-07    0.000000 
         ~44        NEVE   LinStatic              -1.263E-11    0.000000   -0.000635  -5.766E-07    0.000000 
         ~44      VENTOX   LinStatic              -1.320E-10    0.000000    0.000157   1.417E-07    0.000000 
         ~44      VENTOY   LinStatic               5.259E-10    0.000000    0.000153  -5.640E-07    0.000000 
         ~44      SISMAX LinRespSpec         Max   1.436E-07   1.186E-09    0.000015   3.857E-08    0.000000 
         ~44      SISMAY LinRespSpec         Max   8.217E-08   2.322E-08   9.361E-06   2.038E-06    0.000000 
         ~44        TERM   LinStatic              -8.142E-11    0.000000  -4.992E-06  -1.282E-07    0.000000 
         ~44       COMB1 Combination         Max  -1.108E-10    0.000000   -0.007520  -2.838E-06    0.000000 
         ~44       COMB1 Combination         Min  -1.108E-10    0.000000   -0.007520  -2.838E-06    0.000000 
         ~44       COMB2 Combination         Max  -1.234E-10    0.000000   -0.008155  -3.415E-06    0.000000 
         ~44       COMB2 Combination         Min  -1.234E-10    0.000000   -0.008155  -3.415E-06    0.000000 
         ~44       COMB3 Combination         Max  -2.427E-10    0.000000   -0.007364  -2.697E-06    0.000000 
         ~44       COMB3 Combination         Min  -2.427E-10    0.000000   -0.007364  -2.697E-06    0.000000 
         ~44       COMB4 Combination         Max   4.151E-10    0.000000   -0.007367  -3.402E-06    0.000000 
         ~44       COMB4 Combination         Min   4.151E-10    0.000000   -0.007367  -3.402E-06    0.000000 
         ~44       COMB5 Combination         Max  -2.554E-10    0.000000   -0.007998  -3.273E-06    0.000000 
         ~44       COMB5 Combination         Min  -2.554E-10    0.000000   -0.007998  -3.273E-06    0.000000 
         ~44       COMB6 Combination         Max   4.025E-10    0.000000   -0.008002  -3.979E-06    0.000000 
         ~44       COMB6 Combination         Min   4.025E-10    0.000000   -0.008002  -3.979E-06    0.000000 
         ~44       COMB7 Combination         Max   5.208E-11    0.000000   -0.007510  -2.582E-06    0.000000 
         ~44       COMB7 Combination         Min   5.208E-11    0.000000   -0.007510  -2.582E-06    0.000000 
         ~44       COMB8 Combination         Max   3.945E-11    0.000000   -0.008145  -3.159E-06    0.000000 
         ~44       COMB8 Combination         Min   3.945E-11    0.000000   -0.008145  -3.159E-06    0.000000 
         ~44       COMB9 Combination         Max  -7.990E-11    0.000000   -0.007354  -2.440E-06    0.000000 
         ~44       COMB9 Combination         Min  -7.990E-11    0.000000   -0.007354  -2.440E-06    0.000000 
         ~44      COMB10 Combination         Max   5.780E-10    0.000000   -0.007357  -3.146E-06    0.000000 
         ~44      COMB10 Combination         Min   5.780E-10    0.000000   -0.007357  -3.146E-06    0.000000 
         ~44      COMB11 Combination         Max  -9.253E-11    0.000000   -0.007988  -3.017E-06    0.000000 
         ~44      COMB11 Combination         Min  -9.253E-11    0.000000   -0.007988  -3.017E-06    0.000000 
         ~44      COMB12 Combination         Max   5.653E-10    0.000000   -0.007992  -3.723E-06    0.000000 
         ~44      COMB12 Combination         Min   5.653E-10    0.000000   -0.007992  -3.723E-06    0.000000 
         ~44      COMB13 Combination         Max   1.436E-07   1.186E-09   -0.008135  -3.248E-06    0.000000 
         ~44      COMB13 Combination         Min  -1.437E-07  -1.186E-09   -0.008165  -3.326E-06    0.000000 
         ~44      COMB14 Combination         Max   8.213E-08   2.322E-08   -0.008141  -1.249E-06    0.000000 
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         ~44      COMB14 Combination         Min  -8.222E-08  -2.322E-08   -0.008159  -5.325E-06    0.000000 
         ~44         INV Combination         Max   1.436E-07   2.322E-08   -0.007354  -1.249E-06    0.000000 
         ~44         INV Combination         Min  -1.437E-07  -2.322E-08   -0.008165  -5.325E-06    0.000000 
         ~45          PP   LinStatic               7.645E-11    0.000000   -0.005965  -2.144E-06    0.000000 
         ~45        PERM   LinStatic               1.802E-10    0.000000   -0.001555  -1.578E-06    0.000000 
         ~45        NEVE   LinStatic               1.233E-10    0.000000   -0.000636  -1.080E-06    0.000000 
         ~45      VENTOX   LinStatic              -9.081E-11    0.000000    0.000157   2.709E-07    0.000000 
         ~45      VENTOY   LinStatic              -2.649E-09    0.000000    0.000152  -5.163E-07    0.000000 
         ~45      SISMAX LinRespSpec         Max   1.081E-07   3.733E-09    0.000015   5.355E-08    0.000000 
         ~45      SISMAY LinRespSpec         Max   1.013E-07   1.828E-08    0.000012   2.213E-06    0.000000 
         ~45        TERM   LinStatic               3.259E-11    0.000000  -5.239E-06  -2.205E-07    0.000000 
         ~45       COMB1 Combination         Max   2.893E-10    0.000000   -0.007525  -3.943E-06    0.000000 
         ~45       COMB1 Combination         Min   2.893E-10    0.000000   -0.007525  -3.943E-06    0.000000 
         ~45       COMB2 Combination         Max   4.126E-10    0.000000   -0.008161  -5.023E-06    0.000000 
         ~45       COMB2 Combination         Min   4.126E-10    0.000000   -0.008161  -5.023E-06    0.000000 
         ~45       COMB3 Combination         Max   1.985E-10    0.000000   -0.007368  -3.672E-06    0.000000 
         ~45       COMB3 Combination         Min   1.985E-10    0.000000   -0.007368  -3.672E-06    0.000000 
         ~45       COMB4 Combination         Max  -2.360E-09    0.000000   -0.007373  -4.459E-06    0.000000 
         ~45       COMB4 Combination         Min  -2.360E-09    0.000000   -0.007373  -4.459E-06    0.000000 
         ~45       COMB5 Combination         Max   3.218E-10    0.000000   -0.008004  -4.752E-06    0.000000 
         ~45       COMB5 Combination         Min   3.218E-10    0.000000   -0.008004  -4.752E-06    0.000000 
         ~45       COMB6 Combination         Max  -2.237E-09    0.000000   -0.008009  -5.539E-06    0.000000 
         ~45       COMB6 Combination         Min  -2.237E-09    0.000000   -0.008009  -5.539E-06    0.000000 
         ~45       COMB7 Combination         Max   2.241E-10    0.000000   -0.007514  -3.502E-06    0.000000 
         ~45       COMB7 Combination         Min   2.241E-10    0.000000   -0.007514  -3.502E-06    0.000000 
         ~45       COMB8 Combination         Max   3.474E-10    0.000000   -0.008151  -4.582E-06    0.000000 
         ~45       COMB8 Combination         Min   3.474E-10    0.000000   -0.008151  -4.582E-06    0.000000 
         ~45       COMB9 Combination         Max   1.333E-10    0.000000   -0.007358  -3.231E-06    0.000000 
         ~45       COMB9 Combination         Min   1.333E-10    0.000000   -0.007358  -3.231E-06    0.000000 
         ~45      COMB10 Combination         Max  -2.425E-09    0.000000   -0.007362  -4.018E-06    0.000000 
         ~45      COMB10 Combination         Min  -2.425E-09    0.000000   -0.007362  -4.018E-06    0.000000 
         ~45      COMB11 Combination         Max   2.566E-10    0.000000   -0.007994  -4.311E-06    0.000000 
         ~45      COMB11 Combination         Min   2.566E-10    0.000000   -0.007994  -4.311E-06    0.000000 
         ~45      COMB12 Combination         Max  -2.302E-09    0.000000   -0.007998  -5.098E-06    0.000000 
         ~45      COMB12 Combination         Min  -2.302E-09    0.000000   -0.007998  -5.098E-06    0.000000 
         ~45      COMB13 Combination         Max   1.085E-07   3.733E-09   -0.008141  -4.749E-06    0.000000 
         ~45      COMB13 Combination         Min  -1.078E-07  -3.733E-09   -0.008171  -4.856E-06    0.000000 
         ~45      COMB14 Combination         Max   1.017E-07   1.828E-08   -0.008143  -2.589E-06    0.000000 
         ~45      COMB14 Combination         Min  -1.009E-07  -1.828E-08   -0.008168  -7.015E-06    0.000000 
         ~45         INV Combination         Max   1.085E-07   1.828E-08   -0.007358  -2.589E-06    0.000000 
         ~45         INV Combination         Min  -1.078E-07  -1.828E-08   -0.008171  -7.015E-06    0.000000 
         ~46          PP   LinStatic               1.942E-10    0.000000   -0.005967  -4.569E-06    0.000000 
         ~46        PERM   LinStatic               4.694E-10    0.000000   -0.001556  -2.804E-06    0.000000 
         ~46        NEVE   LinStatic               3.212E-10    0.000000   -0.000637  -1.919E-06    0.000000 
         ~46      VENTOX   LinStatic              -4.667E-10    0.000000    0.000157   4.806E-07    0.000000 
         ~46      VENTOY   LinStatic              -7.782E-09    0.000000    0.000152  -7.893E-07    0.000000 
         ~46      SISMAX LinRespSpec         Max   2.285E-07   6.058E-09    0.000015   8.240E-08    0.000000 
         ~46      SISMAY LinRespSpec         Max   1.785E-07   2.967E-08    0.000015   3.569E-06    0.000000 
         ~46        TERM   LinStatic              -4.233E-11    0.000000  -5.514E-06  -3.569E-07    0.000000 
         ~46       COMB1 Combination         Max   6.212E-10    0.000000   -0.007529  -7.730E-06    0.000000 
         ~46       COMB1 Combination         Min   6.212E-10    0.000000   -0.007529  -7.730E-06    0.000000 
         ~46       COMB2 Combination         Max   9.424E-10    0.000000   -0.008167  -9.649E-06    0.000000 
         ~46       COMB2 Combination         Min   9.424E-10    0.000000   -0.008167  -9.649E-06    0.000000 
         ~46       COMB3 Combination         Max   1.546E-10    0.000000   -0.007372  -7.249E-06    0.000000 
         ~46       COMB3 Combination         Min   1.546E-10    0.000000   -0.007372  -7.249E-06    0.000000 
         ~46       COMB4 Combination         Max  -7.161E-09    0.000000   -0.007378  -8.519E-06    0.000000 
         ~46       COMB4 Combination         Min  -7.161E-09    0.000000   -0.007378  -8.519E-06    0.000000 
         ~46       COMB5 Combination         Max   4.757E-10    0.000000   -0.008010  -9.168E-06    0.000000 
         ~46       COMB5 Combination         Min   4.757E-10    0.000000   -0.008010  -9.168E-06    0.000000 
         ~46       COMB6 Combination         Max  -6.840E-09    0.000000   -0.008015   -0.000010    0.000000 
         ~46       COMB6 Combination         Min  -6.840E-09    0.000000   -0.008015   -0.000010    0.000000 
         ~46       COMB7 Combination         Max   7.059E-10    0.000000   -0.007518  -7.016E-06    0.000000 
         ~46       COMB7 Combination         Min   7.059E-10    0.000000   -0.007518  -7.016E-06    0.000000 
         ~46       COMB8 Combination         Max   1.027E-09    0.000000   -0.008156  -8.935E-06    0.000000 
         ~46       COMB8 Combination         Min   1.027E-09    0.000000   -0.008156  -8.935E-06    0.000000 
         ~46       COMB9 Combination         Max   2.392E-10    0.000000   -0.007361  -6.536E-06    0.000000 
         ~46       COMB9 Combination         Min   2.392E-10    0.000000   -0.007361  -6.536E-06    0.000000 
         ~46      COMB10 Combination         Max  -7.076E-09    0.000000   -0.007367  -7.805E-06    0.000000 
         ~46      COMB10 Combination         Min  -7.076E-09    0.000000   -0.007367  -7.805E-06    0.000000 
         ~46      COMB11 Combination         Max   5.604E-10    0.000000   -0.007999  -8.454E-06    0.000000 
         ~46      COMB11 Combination         Min   5.604E-10    0.000000   -0.007999  -8.454E-06    0.000000 
         ~46      COMB12 Combination         Max  -6.755E-09    0.000000   -0.008004  -9.724E-06    0.000000 
         ~46      COMB12 Combination         Min  -6.755E-09    0.000000   -0.008004  -9.724E-06    0.000000 
         ~46      COMB13 Combination         Max   2.295E-07   6.058E-09   -0.008146  -9.209E-06    0.000000 
         ~46      COMB13 Combination         Min  -2.276E-07  -6.058E-09   -0.008176  -9.374E-06    0.000000 
         ~46      COMB14 Combination         Max   1.795E-07   2.967E-08   -0.008146  -5.723E-06    0.000000 
         ~46      COMB14 Combination         Min  -1.775E-07  -2.967E-08   -0.008176   -0.000013    0.000000 
         ~46         INV Combination         Max   2.295E-07   2.967E-08   -0.007361  -5.723E-06    0.000000 
         ~46         INV Combination         Min  -2.276E-07  -2.967E-08   -0.008176   -0.000013    0.000000 
         ~47          PP   LinStatic               2.722E-10    0.000000   -0.005972  -5.678E-06    0.000000 
         ~47        PERM   LinStatic               6.649E-10    0.000000   -0.001559  -3.065E-06    0.000000 
         ~47        NEVE   LinStatic               4.549E-10    0.000000   -0.000639  -2.097E-06    0.000000 
         ~47      VENTOX   LinStatic              -7.917E-10    0.000000    0.000158   5.246E-07    0.000000 
         ~47      VENTOY   LinStatic              -1.152E-08    0.000000    0.000151  -7.470E-07    0.000000 
         ~47      SISMAX LinRespSpec         Max   2.480E-07   6.058E-09    0.000015   7.856E-08    0.000000 
         ~47      SISMAY LinRespSpec         Max   1.773E-07   2.967E-08    0.000018   3.574E-06    0.000000 
         ~47        TERM   LinStatic              -1.322E-10    0.000000  -5.824E-06  -3.584E-07    0.000000 
         ~47       COMB1 Combination         Max   8.049E-10    0.000000   -0.007537  -9.102E-06    0.000000 
         ~47       COMB1 Combination         Min   8.049E-10    0.000000   -0.007537  -9.102E-06    0.000000 
         ~47       COMB2 Combination         Max   1.260E-09    0.000000   -0.008176   -0.000011    0.000000 
         ~47       COMB2 Combination         Min   1.260E-09    0.000000   -0.008176   -0.000011    0.000000 
         ~47       COMB3 Combination         Max   1.313E-11    0.000000   -0.007379  -8.577E-06    0.000000 
         ~47       COMB3 Combination         Min   1.313E-11    0.000000   -0.007379  -8.577E-06    0.000000 
         ~47       COMB4 Combination         Max  -1.072E-08    0.000000   -0.007386  -9.849E-06    0.000000 
         ~47       COMB4 Combination         Min  -1.072E-08    0.000000   -0.007386  -9.849E-06    0.000000 
         ~47       COMB5 Combination         Max   4.681E-10    0.000000   -0.008018   -0.000011    0.000000 
         ~47       COMB5 Combination         Min   4.681E-10    0.000000   -0.008018   -0.000011    0.000000 
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         ~47       COMB6 Combination         Max  -1.026E-08    0.000000   -0.008025   -0.000012    0.000000 
         ~47       COMB6 Combination         Min  -1.026E-08    0.000000   -0.008025   -0.000012    0.000000 
         ~47       COMB7 Combination         Max   1.069E-09    0.000000   -0.007525  -8.385E-06    0.000000 
         ~47       COMB7 Combination         Min   1.069E-09    0.000000   -0.007525  -8.385E-06    0.000000 
         ~47       COMB8 Combination         Max   1.524E-09    0.000000   -0.008164   -0.000010    0.000000 
         ~47       COMB8 Combination         Min   1.524E-09    0.000000   -0.008164   -0.000010    0.000000 
         ~47       COMB9 Combination         Max   2.776E-10    0.000000   -0.007367  -7.860E-06    0.000000 
         ~47       COMB9 Combination         Min   2.776E-10    0.000000   -0.007367  -7.860E-06    0.000000 
         ~47      COMB10 Combination         Max  -1.045E-08    0.000000   -0.007374  -9.132E-06    0.000000 
         ~47      COMB10 Combination         Min  -1.045E-08    0.000000   -0.007374  -9.132E-06    0.000000 
         ~47      COMB11 Combination         Max   7.325E-10    0.000000   -0.008007  -9.957E-06    0.000000 
         ~47      COMB11 Combination         Min   7.325E-10    0.000000   -0.008007  -9.957E-06    0.000000 
         ~47      COMB12 Combination         Max  -9.999E-09    0.000000   -0.008013   -0.000011    0.000000 
         ~47      COMB12 Combination         Min  -9.999E-09    0.000000   -0.008013   -0.000011    0.000000 
         ~47      COMB13 Combination         Max   2.494E-07   6.058E-09   -0.008155   -0.000011    0.000000 
         ~47      COMB13 Combination         Min  -2.467E-07  -6.058E-09   -0.008185   -0.000011    0.000000 
         ~47      COMB14 Combination         Max   1.787E-07   2.967E-08   -0.008152  -7.267E-06    0.000000 
         ~47      COMB14 Combination         Min  -1.759E-07  -2.967E-08   -0.008188   -0.000014    0.000000 
         ~47         INV Combination         Max   2.494E-07   2.967E-08   -0.007367  -7.267E-06    0.000000 
         ~47         INV Combination         Min  -2.467E-07  -2.967E-08   -0.008188   -0.000014    0.000000 
         ~48          PP   LinStatic               2.339E-10    0.000000   -0.005977  -4.216E-06    0.000000 
         ~48        PERM   LinStatic               5.745E-10    0.000000   -0.001562  -2.066E-06    0.000000 
         ~48        NEVE   LinStatic               3.931E-10    0.000000   -0.000641  -1.413E-06    0.000000 
         ~48      VENTOX   LinStatic              -7.466E-10    0.000000    0.000158   3.530E-07    0.000000 
         ~48      VENTOY   LinStatic              -1.020E-08    0.000000    0.000151  -4.373E-07    0.000000 
         ~48      SISMAX LinRespSpec         Max   1.434E-07   3.733E-09    0.000015   4.638E-08    0.000000 
         ~48      SISMAY LinRespSpec         Max   1.034E-07   1.828E-08    0.000021   2.221E-06    0.000000 
         ~48        TERM   LinStatic              -1.487E-10    0.000000  -6.103E-06  -2.235E-07    0.000000 
         ~48       COMB1 Combination         Max   6.597E-10    0.000000   -0.007545  -6.506E-06    0.000000 
         ~48       COMB1 Combination         Min   6.597E-10    0.000000   -0.007545  -6.506E-06    0.000000 
         ~48       COMB2 Combination         Max   1.053E-09    0.000000   -0.008186  -7.918E-06    0.000000 
         ~48       COMB2 Combination         Min   1.053E-09    0.000000   -0.008186  -7.918E-06    0.000000 
         ~48       COMB3 Combination         Max  -8.687E-11    0.000000   -0.007387  -6.152E-06    0.000000 
         ~48       COMB3 Combination         Min  -8.687E-11    0.000000   -0.007387  -6.152E-06    0.000000 
         ~48       COMB4 Combination         Max  -9.537E-09    0.000000   -0.007395  -6.943E-06    0.000000 
         ~48       COMB4 Combination         Min  -9.537E-09    0.000000   -0.007395  -6.943E-06    0.000000 
         ~48       COMB5 Combination         Max   3.062E-10    0.000000   -0.008028  -7.565E-06    0.000000 
         ~48       COMB5 Combination         Min   3.062E-10    0.000000   -0.008028  -7.565E-06    0.000000 
         ~48       COMB6 Combination         Max  -9.143E-09    0.000000   -0.008036  -8.356E-06    0.000000 
         ~48       COMB6 Combination         Min  -9.143E-09    0.000000   -0.008036  -8.356E-06    0.000000 
         ~48       COMB7 Combination         Max   9.571E-10    0.000000   -0.007533  -6.059E-06    0.000000 
         ~48       COMB7 Combination         Min   9.571E-10    0.000000   -0.007533  -6.059E-06    0.000000 
         ~48       COMB8 Combination         Max   1.350E-09    0.000000   -0.008174  -7.471E-06    0.000000 
         ~48       COMB8 Combination         Min   1.350E-09    0.000000   -0.008174  -7.471E-06    0.000000 
         ~48       COMB9 Combination         Max   2.106E-10    0.000000   -0.007375  -5.705E-06    0.000000 
         ~48       COMB9 Combination         Min   2.106E-10    0.000000   -0.007375  -5.705E-06    0.000000 
         ~48      COMB10 Combination         Max  -9.239E-09    0.000000   -0.007382  -6.496E-06    0.000000 
         ~48      COMB10 Combination         Min  -9.239E-09    0.000000   -0.007382  -6.496E-06    0.000000 
         ~48      COMB11 Combination         Max   6.037E-10    0.000000   -0.008016  -7.118E-06    0.000000 
         ~48      COMB11 Combination         Min   6.037E-10    0.000000   -0.008016  -7.118E-06    0.000000 
         ~48      COMB12 Combination         Max  -8.846E-09    0.000000   -0.008023  -7.909E-06    0.000000 
         ~48      COMB12 Combination         Min  -8.846E-09    0.000000   -0.008023  -7.909E-06    0.000000 
         ~48      COMB13 Combination         Max   1.446E-07   3.733E-09   -0.008165  -7.649E-06    0.000000 
         ~48      COMB13 Combination         Min  -1.422E-07  -3.733E-09   -0.008195  -7.741E-06    0.000000 
         ~48      COMB14 Combination         Max   1.046E-07   1.828E-08   -0.008159  -5.474E-06    0.000000 
         ~48      COMB14 Combination         Min  -1.022E-07  -1.828E-08   -0.008201  -9.916E-06    0.000000 
         ~48         INV Combination         Max   1.446E-07   1.828E-08   -0.007375  -5.474E-06    0.000000 
         ~48         INV Combination         Min  -1.422E-07  -1.828E-08   -0.008201  -9.916E-06    0.000000 
         ~49          PP   LinStatic                0.000000  -1.574E-12   -0.006113    0.000000  -5.782E-06 
         ~49        PERM   LinStatic                0.000000   2.256E-11   -0.001668    0.000000  -2.335E-06 
         ~49        NEVE   LinStatic                0.000000   1.544E-11   -0.000714    0.000000  -1.597E-06 
         ~49      VENTOX   LinStatic                0.000000  -3.239E-13    0.000175    0.000000   3.649E-07 
         ~49      VENTOY   LinStatic                0.000000  -5.350E-09    0.000195    0.000000   6.375E-07 
         ~49      SISMAX LinRespSpec         Max   2.723E-08   2.378E-08   6.358E-06    0.000000   4.808E-07 
         ~49      SISMAY LinRespSpec         Max   5.387E-09   1.387E-07    0.000062    0.000000   7.902E-07 
         ~49        TERM   LinStatic                0.000000   3.564E-13   3.278E-06    0.000000  -1.144E-07 
         ~49       COMB1 Combination         Max    0.000000   2.135E-11   -0.007778    0.000000  -8.231E-06 
         ~49       COMB1 Combination         Min    0.000000   2.135E-11   -0.007778    0.000000  -8.231E-06 
         ~49       COMB2 Combination         Max    0.000000   3.679E-11   -0.008491    0.000000  -9.828E-06 
         ~49       COMB2 Combination         Min    0.000000   3.679E-11   -0.008491    0.000000  -9.828E-06 
         ~49       COMB3 Combination         Max    0.000000   2.102E-11   -0.007602    0.000000  -7.866E-06 
         ~49       COMB3 Combination         Min    0.000000   2.102E-11   -0.007602    0.000000  -7.866E-06 
         ~49       COMB4 Combination         Max    0.000000  -5.329E-09   -0.007583    0.000000  -7.594E-06 
         ~49       COMB4 Combination         Min    0.000000  -5.329E-09   -0.007583    0.000000  -7.594E-06 
         ~49       COMB5 Combination         Max    0.000000   3.646E-11   -0.008316    0.000000  -9.463E-06 
         ~49       COMB5 Combination         Min    0.000000   3.646E-11   -0.008316    0.000000  -9.463E-06 
         ~49       COMB6 Combination         Max    0.000000  -5.313E-09   -0.008296    0.000000  -9.190E-06 
         ~49       COMB6 Combination         Min    0.000000  -5.313E-09   -0.008296    0.000000  -9.190E-06 
         ~49       COMB7 Combination         Max    0.000000   2.064E-11   -0.007784    0.000000  -8.002E-06 
         ~49       COMB7 Combination         Min    0.000000   2.064E-11   -0.007784    0.000000  -8.002E-06 
         ~49       COMB8 Combination         Max    0.000000   3.607E-11   -0.008498    0.000000  -9.599E-06 
         ~49       COMB8 Combination         Min    0.000000   3.607E-11   -0.008498    0.000000  -9.599E-06 
         ~49       COMB9 Combination         Max    0.000000   2.031E-11   -0.007609    0.000000  -7.637E-06 
         ~49       COMB9 Combination         Min    0.000000   2.031E-11   -0.007609    0.000000  -7.637E-06 
         ~49      COMB10 Combination         Max    0.000000  -5.329E-09   -0.007589    0.000000  -7.365E-06 
         ~49      COMB10 Combination         Min    0.000000  -5.329E-09   -0.007589    0.000000  -7.365E-06 
         ~49      COMB11 Combination         Max    0.000000   3.575E-11   -0.008323    0.000000  -9.234E-06 
         ~49      COMB11 Combination         Min    0.000000   3.575E-11   -0.008323    0.000000  -9.234E-06 
         ~49      COMB12 Combination         Max    0.000000  -5.314E-09   -0.008303    0.000000  -8.962E-06 
         ~49      COMB12 Combination         Min    0.000000  -5.314E-09   -0.008303    0.000000  -8.962E-06 
         ~49      COMB13 Combination         Max   2.723E-08   2.382E-08   -0.008488    0.000000  -9.233E-06 
         ~49      COMB13 Combination         Min  -2.723E-08  -2.375E-08   -0.008501    0.000000   -0.000010 
         ~49      COMB14 Combination         Max   5.387E-09   1.387E-07   -0.008433    0.000000  -8.923E-06 
         ~49      COMB14 Combination         Min  -5.387E-09  -1.387E-07   -0.008557    0.000000   -0.000011 
         ~49         INV Combination         Max   2.723E-08   1.387E-07   -0.007583    0.000000  -7.365E-06 
         ~49         INV Combination         Min  -2.723E-08  -1.387E-07   -0.008557    0.000000   -0.000011 
         ~50          PP   LinStatic                0.000000  -1.662E-12   -0.006106    0.000000  -8.163E-06 
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         ~50        PERM   LinStatic                0.000000   2.713E-11   -0.001665    0.000000  -3.469E-06 
         ~50        NEVE   LinStatic                0.000000   1.856E-11   -0.000711    0.000000  -2.373E-06 
         ~50      VENTOX   LinStatic                0.000000  -1.591E-12    0.000175    0.000000   5.389E-07 
         ~50      VENTOY   LinStatic                0.000000  -6.657E-09    0.000194    0.000000   9.726E-07 
         ~50      SISMAX LinRespSpec         Max   4.419E-08   4.147E-08   5.760E-06    0.000000   7.731E-07 
         ~50      SISMAY LinRespSpec         Max   8.744E-09   2.844E-07    0.000061    0.000000   1.257E-06 
         ~50        TERM   LinStatic                0.000000   3.888E-13   3.420E-06    0.000000  -1.852E-07 
         ~50       COMB1 Combination         Max    0.000000   2.586E-11   -0.007767    0.000000   -0.000012 
         ~50       COMB1 Combination         Min    0.000000   2.586E-11   -0.007767    0.000000   -0.000012 
         ~50       COMB2 Combination         Max    0.000000   4.442E-11   -0.008479    0.000000   -0.000014 
         ~50       COMB2 Combination         Min    0.000000   4.442E-11   -0.008479    0.000000   -0.000014 
         ~50       COMB3 Combination         Max    0.000000   2.427E-11   -0.007592    0.000000   -0.000011 
         ~50       COMB3 Combination         Min    0.000000   2.427E-11   -0.007592    0.000000   -0.000011 
         ~50       COMB4 Combination         Max    0.000000  -6.631E-09   -0.007573    0.000000   -0.000011 
         ~50       COMB4 Combination         Min    0.000000  -6.631E-09   -0.007573    0.000000   -0.000011 
         ~50       COMB5 Combination         Max    0.000000   4.283E-11   -0.008304    0.000000   -0.000014 
         ~50       COMB5 Combination         Min    0.000000   4.283E-11   -0.008304    0.000000   -0.000014 
         ~50       COMB6 Combination         Max    0.000000  -6.613E-09   -0.008285    0.000000   -0.000013 
         ~50       COMB6 Combination         Min    0.000000  -6.613E-09   -0.008285    0.000000   -0.000013 
         ~50       COMB7 Combination         Max    0.000000   2.508E-11   -0.007774    0.000000   -0.000011 
         ~50       COMB7 Combination         Min    0.000000   2.508E-11   -0.007774    0.000000   -0.000011 
         ~50       COMB8 Combination         Max    0.000000   4.364E-11   -0.008486    0.000000   -0.000014 
         ~50       COMB8 Combination         Min    0.000000   4.364E-11   -0.008486    0.000000   -0.000014 
         ~50       COMB9 Combination         Max    0.000000   2.349E-11   -0.007599    0.000000   -0.000011 
         ~50       COMB9 Combination         Min    0.000000   2.349E-11   -0.007599    0.000000   -0.000011 
         ~50      COMB10 Combination         Max    0.000000  -6.632E-09   -0.007580    0.000000   -0.000010 
         ~50      COMB10 Combination         Min    0.000000  -6.632E-09   -0.007580    0.000000   -0.000010 
         ~50      COMB11 Combination         Max    0.000000   4.205E-11   -0.008311    0.000000   -0.000013 
         ~50      COMB11 Combination         Min    0.000000   4.205E-11   -0.008311    0.000000   -0.000013 
         ~50      COMB12 Combination         Max    0.000000  -6.613E-09   -0.008291    0.000000   -0.000013 
         ~50      COMB12 Combination         Min    0.000000  -6.613E-09   -0.008291    0.000000   -0.000013 
         ~50      COMB13 Combination         Max   4.419E-08   4.152E-08   -0.008476    0.000000   -0.000013 
         ~50      COMB13 Combination         Min  -4.419E-08  -4.143E-08   -0.008488    0.000000   -0.000015 
         ~50      COMB14 Combination         Max   8.744E-09   2.844E-07   -0.008421    0.000000   -0.000013 
         ~50      COMB14 Combination         Min  -8.744E-09  -2.843E-07   -0.008543    0.000000   -0.000015 
         ~50         INV Combination         Max   4.419E-08   2.844E-07   -0.007573    0.000000   -0.000010 
         ~50         INV Combination         Min  -4.419E-08  -2.843E-07   -0.008543    0.000000   -0.000015 
         ~51          PP   LinStatic                0.000000  -9.696E-13   -0.006099    0.000000  -7.017E-06 
         ~51        PERM   LinStatic                0.000000   2.046E-11   -0.001662    0.000000  -3.178E-06 
         ~51        NEVE   LinStatic                0.000000   1.400E-11   -0.000710    0.000000  -2.175E-06 
         ~51      VENTOX   LinStatic                0.000000  -2.678E-12    0.000174    0.000000   4.901E-07 
         ~51      VENTOY   LinStatic                0.000000  -5.296E-09    0.000193    0.000000   9.185E-07 
         ~51      SISMAX LinRespSpec         Max   4.419E-08   4.181E-08   5.091E-06    0.000000   7.717E-07 
         ~51      SISMAY LinRespSpec         Max   8.744E-09   2.836E-07    0.000060    0.000000   1.241E-06 
         ~51        TERM   LinStatic                0.000000   2.444E-13   3.581E-06    0.000000  -1.862E-07 
         ~51       COMB1 Combination         Max    0.000000   1.973E-11   -0.007758    0.000000   -0.000010 
         ~51       COMB1 Combination         Min    0.000000   1.973E-11   -0.007758    0.000000   -0.000010 
         ~51       COMB2 Combination         Max    0.000000   3.373E-11   -0.008467    0.000000   -0.000013 
         ~51       COMB2 Combination         Min    0.000000   3.373E-11   -0.008467    0.000000   -0.000013 
         ~51       COMB3 Combination         Max    0.000000   1.705E-11   -0.007583    0.000000  -9.891E-06 
         ~51       COMB3 Combination         Min    0.000000   1.705E-11   -0.007583    0.000000  -9.891E-06 
         ~51       COMB4 Combination         Max    0.000000  -5.276E-09   -0.007564    0.000000  -9.463E-06 
         ~51       COMB4 Combination         Min    0.000000  -5.276E-09   -0.007564    0.000000  -9.463E-06 
         ~51       COMB5 Combination         Max    0.000000   3.105E-11   -0.008293    0.000000   -0.000012 
         ~51       COMB5 Combination         Min    0.000000   3.105E-11   -0.008293    0.000000   -0.000012 
         ~51       COMB6 Combination         Max    0.000000  -5.262E-09   -0.008274    0.000000   -0.000012 
         ~51       COMB6 Combination         Min    0.000000  -5.262E-09   -0.008274    0.000000   -0.000012 
         ~51       COMB7 Combination         Max    0.000000   1.924E-11   -0.007765    0.000000   -0.000010 
         ~51       COMB7 Combination         Min    0.000000   1.924E-11   -0.007765    0.000000   -0.000010 
         ~51       COMB8 Combination         Max    0.000000   3.324E-11   -0.008474    0.000000   -0.000012 
         ~51       COMB8 Combination         Min    0.000000   3.324E-11   -0.008474    0.000000   -0.000012 
         ~51       COMB9 Combination         Max    0.000000   1.656E-11   -0.007590    0.000000  -9.519E-06 
         ~51       COMB9 Combination         Min    0.000000   1.656E-11   -0.007590    0.000000  -9.519E-06 
         ~51      COMB10 Combination         Max    0.000000  -5.276E-09   -0.007571    0.000000  -9.091E-06 
         ~51      COMB10 Combination         Min    0.000000  -5.276E-09   -0.007571    0.000000  -9.091E-06 
         ~51      COMB11 Combination         Max    0.000000   3.056E-11   -0.008300    0.000000   -0.000012 
         ~51      COMB11 Combination         Min    0.000000   3.056E-11   -0.008300    0.000000   -0.000012 
         ~51      COMB12 Combination         Max    0.000000  -5.262E-09   -0.008281    0.000000   -0.000011 
         ~51      COMB12 Combination         Min    0.000000  -5.262E-09   -0.008281    0.000000   -0.000011 
         ~51      COMB13 Combination         Max   4.419E-08   4.184E-08   -0.008466    0.000000   -0.000012 
         ~51      COMB13 Combination         Min  -4.419E-08  -4.178E-08   -0.008476    0.000000   -0.000013 
         ~51      COMB14 Combination         Max   8.744E-09   2.836E-07   -0.008411    0.000000   -0.000011 
         ~51      COMB14 Combination         Min  -8.744E-09  -2.835E-07   -0.008531    0.000000   -0.000014 
         ~51         INV Combination         Max   4.419E-08   2.836E-07   -0.007564    0.000000  -9.091E-06 
         ~51         INV Combination         Min  -4.419E-08  -2.835E-07   -0.008531    0.000000   -0.000014 
         ~52          PP   LinStatic                0.000000  -1.774E-13   -0.006095    0.000000  -3.641E-06 
         ~52        PERM   LinStatic                0.000000   9.100E-12   -0.001660    0.000000  -1.791E-06 
         ~52        NEVE   LinStatic                0.000000   6.226E-12   -0.000708    0.000000  -1.226E-06 
         ~52      VENTOX   LinStatic                0.000000  -2.517E-12    0.000174    0.000000   2.738E-07 
         ~52      VENTOY   LinStatic                0.000000  -2.604E-09    0.000193    0.000000   5.364E-07 
         ~52      SISMAX LinRespSpec         Max   2.723E-08   2.472E-08   4.497E-06    0.000000   4.781E-07 
         ~52      SISMAY LinRespSpec         Max   5.387E-09   1.363E-07    0.000059    0.000000   7.607E-07 
         ~52        TERM   LinStatic                0.000000   6.496E-14   3.726E-06    0.000000  -1.162E-07 
         ~52       COMB1 Combination         Max    0.000000   8.987E-12   -0.007751    0.000000  -5.549E-06 
         ~52       COMB1 Combination         Min    0.000000   8.987E-12   -0.007751    0.000000  -5.549E-06 
         ~52       COMB2 Combination         Max    0.000000   1.521E-11   -0.008459    0.000000  -6.775E-06 
         ~52       COMB2 Combination         Min    0.000000   1.521E-11   -0.008459    0.000000  -6.775E-06 
         ~52       COMB3 Combination         Max    0.000000   6.471E-12   -0.007577    0.000000  -5.275E-06 
         ~52       COMB3 Combination         Min    0.000000   6.471E-12   -0.007577    0.000000  -5.275E-06 
         ~52       COMB4 Combination         Max    0.000000  -2.595E-09   -0.007558    0.000000  -5.012E-06 
         ~52       COMB4 Combination         Min    0.000000  -2.595E-09   -0.007558    0.000000  -5.012E-06 
         ~52       COMB5 Combination         Max    0.000000   1.270E-11   -0.008285    0.000000  -6.501E-06 
         ~52       COMB5 Combination         Min    0.000000   1.270E-11   -0.008285    0.000000  -6.501E-06 
         ~52       COMB6 Combination         Max    0.000000  -2.588E-09   -0.008266    0.000000  -6.238E-06 
         ~52       COMB6 Combination         Min    0.000000  -2.588E-09   -0.008266    0.000000  -6.238E-06 
         ~52       COMB7 Combination         Max    0.000000   8.857E-12   -0.007759    0.000000  -5.316E-06 
         ~52       COMB7 Combination         Min    0.000000   8.857E-12   -0.007759    0.000000  -5.316E-06 
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         ~52       COMB8 Combination         Max    0.000000   1.508E-11   -0.008467    0.000000  -6.542E-06 
         ~52       COMB8 Combination         Min    0.000000   1.508E-11   -0.008467    0.000000  -6.542E-06 
         ~52       COMB9 Combination         Max    0.000000   6.341E-12   -0.007584    0.000000  -5.042E-06 
         ~52       COMB9 Combination         Min    0.000000   6.341E-12   -0.007584    0.000000  -5.042E-06 
         ~52      COMB10 Combination         Max    0.000000  -2.595E-09   -0.007566    0.000000  -4.780E-06 
         ~52      COMB10 Combination         Min    0.000000  -2.595E-09   -0.007566    0.000000  -4.780E-06 
         ~52      COMB11 Combination         Max    0.000000   1.257E-11   -0.008292    0.000000  -6.269E-06 
         ~52      COMB11 Combination         Min    0.000000   1.257E-11   -0.008292    0.000000  -6.269E-06 
         ~52      COMB12 Combination         Max    0.000000  -2.588E-09   -0.008274    0.000000  -6.006E-06 
         ~52      COMB12 Combination         Min    0.000000  -2.588E-09   -0.008274    0.000000  -6.006E-06 
         ~52      COMB13 Combination         Max   2.723E-08   2.474E-08   -0.008458    0.000000  -6.181E-06 
         ~52      COMB13 Combination         Min  -2.723E-08  -2.470E-08   -0.008467    0.000000  -7.137E-06 
         ~52      COMB14 Combination         Max   5.387E-09   1.364E-07   -0.008404    0.000000  -5.898E-06 
         ~52      COMB14 Combination         Min  -5.387E-09  -1.363E-07   -0.008522    0.000000  -7.419E-06 
         ~52         INV Combination         Max   2.723E-08   1.364E-07   -0.007558    0.000000  -4.780E-06 
         ~52         INV Combination         Min  -2.723E-08  -1.363E-07   -0.008522    0.000000  -7.419E-06 
         ~53          PP   LinStatic                0.000000  -2.552E-12   -0.006091    0.000000  -2.400E-06 
         ~53        PERM   LinStatic                0.000000  -2.382E-12   -0.001657    0.000000  -1.783E-06 
         ~53        NEVE   LinStatic                0.000000  -1.630E-12   -0.000706    0.000000  -1.220E-06 
         ~53      VENTOX   LinStatic                0.000000   4.617E-12    0.000174    0.000000   2.722E-07 
         ~53      VENTOY   LinStatic                0.000000   4.472E-09    0.000192    0.000000   5.543E-07 
         ~53      SISMAX LinRespSpec         Max   1.887E-08   2.871E-08   3.824E-06    0.000000   4.732E-07 
         ~53      SISMAY LinRespSpec         Max   2.648E-09   1.393E-07    0.000058    0.000000   8.344E-07 
         ~53        TERM   LinStatic                0.000000  -1.858E-12   3.834E-06    0.000000  -3.653E-08 
         ~53       COMB1 Combination         Max    0.000000  -6.792E-12   -0.007744    0.000000  -4.220E-06 
         ~53       COMB1 Combination         Min    0.000000  -6.792E-12   -0.007744    0.000000  -4.220E-06 
         ~53       COMB2 Combination         Max    0.000000  -8.421E-12   -0.008450    0.000000  -5.440E-06 
         ~53       COMB2 Combination         Min    0.000000  -8.421E-12   -0.008450    0.000000  -5.440E-06 
         ~53       COMB3 Combination         Max    0.000000  -2.175E-12   -0.007570    0.000000  -3.948E-06 
         ~53       COMB3 Combination         Min    0.000000  -2.175E-12   -0.007570    0.000000  -3.948E-06 
         ~53       COMB4 Combination         Max    0.000000   4.465E-09   -0.007552    0.000000  -3.666E-06 
         ~53       COMB4 Combination         Min    0.000000   4.465E-09   -0.007552    0.000000  -3.666E-06 
         ~53       COMB5 Combination         Max    0.000000  -3.805E-12   -0.008277    0.000000  -5.168E-06 
         ~53       COMB5 Combination         Min    0.000000  -3.805E-12   -0.008277    0.000000  -5.168E-06 
         ~53       COMB6 Combination         Max    0.000000   4.463E-09   -0.008259    0.000000  -4.885E-06 
         ~53       COMB6 Combination         Min    0.000000   4.463E-09   -0.008259    0.000000  -4.885E-06 
         ~53       COMB7 Combination         Max    0.000000  -3.076E-12   -0.007752    0.000000  -4.147E-06 
         ~53       COMB7 Combination         Min    0.000000  -3.076E-12   -0.007752    0.000000  -4.147E-06 
         ~53       COMB8 Combination         Max    0.000000  -4.706E-12   -0.008458    0.000000  -5.367E-06 
         ~53       COMB8 Combination         Min    0.000000  -4.706E-12   -0.008458    0.000000  -5.367E-06 
         ~53       COMB9 Combination         Max    0.000000   1.540E-12   -0.007578    0.000000  -3.875E-06 
         ~53       COMB9 Combination         Min    0.000000   1.540E-12   -0.007578    0.000000  -3.875E-06 
         ~53      COMB10 Combination         Max    0.000000   4.469E-09   -0.007560    0.000000  -3.593E-06 
         ~53      COMB10 Combination         Min    0.000000   4.469E-09   -0.007560    0.000000  -3.593E-06 
         ~53      COMB11 Combination         Max    0.000000  -8.937E-14   -0.008284    0.000000  -5.094E-06 
         ~53      COMB11 Combination         Min    0.000000  -8.937E-14   -0.008284    0.000000  -5.094E-06 
         ~53      COMB12 Combination         Max    0.000000   4.467E-09   -0.008266    0.000000  -4.812E-06 
         ~53      COMB12 Combination         Min    0.000000   4.467E-09   -0.008266    0.000000  -4.812E-06 
         ~53      COMB13 Combination         Max   1.887E-08   2.870E-08   -0.008450    0.000000  -4.930E-06 
         ~53      COMB13 Combination         Min  -1.887E-08  -2.871E-08   -0.008458    0.000000  -5.876E-06 
         ~53      COMB14 Combination         Max   2.648E-09   1.393E-07   -0.008396    0.000000  -4.569E-06 
         ~53      COMB14 Combination         Min  -2.648E-09  -1.393E-07   -0.008512    0.000000  -6.238E-06 
         ~53         INV Combination         Max   1.887E-08   1.393E-07   -0.007552    0.000000  -3.593E-06 
         ~53         INV Combination         Min  -1.887E-08  -1.393E-07   -0.008512    0.000000  -6.238E-06 
         ~54          PP   LinStatic                0.000000  -6.595E-12   -0.006087    0.000000  -2.720E-06 
         ~54        PERM   LinStatic                0.000000  -1.837E-12   -0.001655    0.000000  -2.583E-06 
         ~54        NEVE   LinStatic                0.000000  -1.257E-12   -0.000705    0.000000  -1.767E-06 
         ~54      VENTOX   LinStatic                0.000000   8.498E-12    0.000173    0.000000   3.899E-07 
         ~54      VENTOY   LinStatic                0.000000   1.047E-08    0.000191    0.000000   8.394E-07 
         ~54      SISMAX LinRespSpec         Max   3.062E-08   5.017E-08   3.237E-06    0.000000   7.616E-07 
         ~54      SISMAY LinRespSpec         Max   4.298E-09   2.896E-07    0.000057    0.000000   1.330E-06 
         ~54        TERM   LinStatic                0.000000  -5.213E-12   3.879E-06    0.000000  -5.994E-08 
         ~54       COMB1 Combination         Max    0.000000  -1.365E-11   -0.007738    0.000000  -5.363E-06 
         ~54       COMB1 Combination         Min    0.000000  -1.365E-11   -0.007738    0.000000  -5.363E-06 
         ~54       COMB2 Combination         Max    0.000000  -1.490E-11   -0.008443    0.000000  -7.130E-06 
         ~54       COMB2 Combination         Min    0.000000  -1.490E-11   -0.008443    0.000000  -7.130E-06 
         ~54       COMB3 Combination         Max    0.000000  -5.147E-12   -0.007565    0.000000  -4.973E-06 
         ~54       COMB3 Combination         Min    0.000000  -5.147E-12   -0.007565    0.000000  -4.973E-06 
         ~54       COMB4 Combination         Max    0.000000   1.046E-08   -0.007547    0.000000  -4.524E-06 
         ~54       COMB4 Combination         Min    0.000000   1.046E-08   -0.007547    0.000000  -4.524E-06 
         ~54       COMB5 Combination         Max    0.000000  -6.404E-12   -0.008270    0.000000  -6.740E-06 
         ~54       COMB5 Combination         Min    0.000000  -6.404E-12   -0.008270    0.000000  -6.740E-06 
         ~54       COMB6 Combination         Max    0.000000   1.046E-08   -0.008252    0.000000  -6.291E-06 
         ~54       COMB6 Combination         Min    0.000000   1.046E-08   -0.008252    0.000000  -6.291E-06 
         ~54       COMB7 Combination         Max    0.000000  -3.220E-12   -0.007746    0.000000  -5.243E-06 
         ~54       COMB7 Combination         Min    0.000000  -3.220E-12   -0.007746    0.000000  -5.243E-06 
         ~54       COMB8 Combination         Max    0.000000  -4.477E-12   -0.008451    0.000000  -7.010E-06 
         ~54       COMB8 Combination         Min    0.000000  -4.477E-12   -0.008451    0.000000  -7.010E-06 
         ~54       COMB9 Combination         Max    0.000000   5.278E-12   -0.007573    0.000000  -4.853E-06 
         ~54       COMB9 Combination         Min    0.000000   5.278E-12   -0.007573    0.000000  -4.853E-06 
         ~54      COMB10 Combination         Max    0.000000   1.047E-08   -0.007555    0.000000  -4.404E-06 
         ~54      COMB10 Combination         Min    0.000000   1.047E-08   -0.007555    0.000000  -4.404E-06 
         ~54      COMB11 Combination         Max    0.000000   4.021E-12   -0.008278    0.000000  -6.620E-06 
         ~54      COMB11 Combination         Min    0.000000   4.021E-12   -0.008278    0.000000  -6.620E-06 
         ~54      COMB12 Combination         Max    0.000000   1.047E-08   -0.008260    0.000000  -6.171E-06 
         ~54      COMB12 Combination         Min    0.000000   1.047E-08   -0.008260    0.000000  -6.171E-06 
         ~54      COMB13 Combination         Max   3.062E-08   5.016E-08   -0.008444    0.000000  -6.309E-06 
         ~54      COMB13 Combination         Min  -3.062E-08  -5.018E-08   -0.008450    0.000000  -7.832E-06 
         ~54      COMB14 Combination         Max   4.298E-09   2.896E-07   -0.008390    0.000000  -5.741E-06 
         ~54      COMB14 Combination         Min  -4.298E-09  -2.896E-07   -0.008504    0.000000  -8.400E-06 
         ~54         INV Combination         Max   3.062E-08   2.896E-07   -0.007547    0.000000  -4.404E-06 
         ~54         INV Combination         Min  -3.062E-08  -2.896E-07   -0.008504    0.000000  -8.400E-06 
         ~55          PP   LinStatic                0.000000  -9.312E-12   -0.006086    0.000000  -1.578E-06 
         ~55        PERM   LinStatic                0.000000  -1.220E-13   -0.001653    0.000000  -2.295E-06 
         ~55        NEVE   LinStatic                0.000000  -8.348E-14   -0.000703    0.000000  -1.570E-06 
         ~55      VENTOX   LinStatic                0.000000   1.003E-11    0.000173    0.000000   3.414E-07 
         ~55      VENTOY   LinStatic                0.000000   1.417E-08    0.000191    0.000000   7.861E-07 
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         ~55      SISMAX LinRespSpec         Max   3.062E-08   5.047E-08   2.580E-06    0.000000   7.608E-07 
         ~55      SISMAY LinRespSpec         Max   4.298E-09   2.915E-07    0.000056    0.000000   1.315E-06 
         ~55        TERM   LinStatic                0.000000  -7.596E-12   3.932E-06    0.000000  -6.103E-08 
         ~55       COMB1 Combination         Max    0.000000  -1.703E-11   -0.007734    0.000000  -3.934E-06 
         ~55       COMB1 Combination         Min    0.000000  -1.703E-11   -0.007734    0.000000  -3.934E-06 
         ~55       COMB2 Combination         Max    0.000000  -1.711E-11   -0.008438    0.000000  -5.505E-06 
         ~55       COMB2 Combination         Min    0.000000  -1.711E-11   -0.008438    0.000000  -5.505E-06 
         ~55       COMB3 Combination         Max    0.000000  -6.996E-12   -0.007561    0.000000  -3.593E-06 
         ~55       COMB3 Combination         Min    0.000000  -6.996E-12   -0.007561    0.000000  -3.593E-06 
         ~55       COMB4 Combination         Max    0.000000   1.415E-08   -0.007544    0.000000  -3.148E-06 
         ~55       COMB4 Combination         Min    0.000000   1.415E-08   -0.007544    0.000000  -3.148E-06 
         ~55       COMB5 Combination         Max    0.000000  -7.080E-12   -0.008265    0.000000  -5.163E-06 
         ~55       COMB5 Combination         Min    0.000000  -7.080E-12   -0.008265    0.000000  -5.163E-06 
         ~55       COMB6 Combination         Max    0.000000   1.415E-08   -0.008247    0.000000  -4.719E-06 
         ~55       COMB6 Combination         Min    0.000000   1.415E-08   -0.008247    0.000000  -4.719E-06 
         ~55       COMB7 Combination         Max    0.000000  -1.838E-12   -0.007742    0.000000  -3.812E-06 
         ~55       COMB7 Combination         Min    0.000000  -1.838E-12   -0.007742    0.000000  -3.812E-06 
         ~55       COMB8 Combination         Max    0.000000  -1.922E-12   -0.008446    0.000000  -5.383E-06 
         ~55       COMB8 Combination         Min    0.000000  -1.922E-12   -0.008446    0.000000  -5.383E-06 
         ~55       COMB9 Combination         Max    0.000000   8.195E-12   -0.007569    0.000000  -3.471E-06 
         ~55       COMB9 Combination         Min    0.000000   8.195E-12   -0.007569    0.000000  -3.471E-06 
         ~55      COMB10 Combination         Max    0.000000   1.417E-08   -0.007552    0.000000  -3.026E-06 
         ~55      COMB10 Combination         Min    0.000000   1.417E-08   -0.007552    0.000000  -3.026E-06 
         ~55      COMB11 Combination         Max    0.000000   8.112E-12   -0.008273    0.000000  -5.041E-06 
         ~55      COMB11 Combination         Min    0.000000   8.112E-12   -0.008273    0.000000  -5.041E-06 
         ~55      COMB12 Combination         Max    0.000000   1.417E-08   -0.008255    0.000000  -4.597E-06 
         ~55      COMB12 Combination         Min    0.000000   1.417E-08   -0.008255    0.000000  -4.597E-06 
         ~55      COMB13 Combination         Max   3.062E-08   5.047E-08   -0.008439    0.000000  -4.683E-06 
         ~55      COMB13 Combination         Min  -3.062E-08  -5.048E-08   -0.008444    0.000000  -6.205E-06 
         ~55      COMB14 Combination         Max   4.298E-09   2.915E-07   -0.008386    0.000000  -4.129E-06 
         ~55      COMB14 Combination         Min  -4.298E-09  -2.915E-07   -0.008497    0.000000  -6.759E-06 
         ~55         INV Combination         Max   3.062E-08   2.915E-07   -0.007544    0.000000  -3.026E-06 
         ~55         INV Combination         Min  -3.062E-08  -2.915E-07   -0.008497    0.000000  -6.759E-06 
         ~56          PP   LinStatic                0.000000  -8.033E-12   -0.006086    0.000000  -2.679E-07 
         ~56        PERM   LinStatic                0.000000   1.078E-12   -0.001651    0.000000  -1.245E-06 
         ~56        NEVE   LinStatic                0.000000   7.377E-13   -0.000702    0.000000  -8.523E-07 
         ~56      VENTOX   LinStatic                0.000000   7.715E-12    0.000173    0.000000   1.818E-07 
         ~56      VENTOY   LinStatic                0.000000   1.192E-08    0.000190    0.000000   4.547E-07 
         ~56      SISMAX LinRespSpec         Max   1.887E-08   2.969E-08   1.997E-06    0.000000   4.718E-07 
         ~56      SISMAY LinRespSpec         Max   2.648E-09   1.440E-07    0.000055    0.000000   8.070E-07 
         ~56        TERM   LinStatic                0.000000  -6.665E-12   3.980E-06    0.000000  -3.856E-08 
         ~56       COMB1 Combination         Max    0.000000  -1.362E-11   -0.007733    0.000000  -1.551E-06 
         ~56       COMB1 Combination         Min    0.000000  -1.362E-11   -0.007733    0.000000  -1.551E-06 
         ~56       COMB2 Combination         Max    0.000000  -1.288E-11   -0.008435    0.000000  -2.404E-06 
         ~56       COMB2 Combination         Min    0.000000  -1.288E-11   -0.008435    0.000000  -2.404E-06 
         ~56       COMB3 Combination         Max    0.000000  -5.906E-12   -0.007560    0.000000  -1.369E-06 
         ~56       COMB3 Combination         Min    0.000000  -5.906E-12   -0.007560    0.000000  -1.369E-06 
         ~56       COMB4 Combination         Max    0.000000   1.191E-08   -0.007543    0.000000  -1.096E-06 
         ~56       COMB4 Combination         Min    0.000000   1.191E-08   -0.007543    0.000000  -1.096E-06 
         ~56       COMB5 Combination         Max    0.000000  -5.168E-12   -0.008262    0.000000  -2.222E-06 
         ~56       COMB5 Combination         Min    0.000000  -5.168E-12   -0.008262    0.000000  -2.222E-06 
         ~56       COMB6 Combination         Max    0.000000   1.191E-08   -0.008245    0.000000  -1.949E-06 
         ~56       COMB6 Combination         Min    0.000000   1.191E-08   -0.008245    0.000000  -1.949E-06 
         ~56       COMB7 Combination         Max    0.000000  -2.894E-13   -0.007741    0.000000  -1.474E-06 
         ~56       COMB7 Combination         Min    0.000000  -2.894E-13   -0.007741    0.000000  -1.474E-06 
         ~56       COMB8 Combination         Max    0.000000   4.483E-13   -0.008443    0.000000  -2.326E-06 
         ~56       COMB8 Combination         Min    0.000000   4.483E-13   -0.008443    0.000000  -2.326E-06 
         ~56       COMB9 Combination         Max    0.000000   7.425E-12   -0.007568    0.000000  -1.292E-06 
         ~56       COMB9 Combination         Min    0.000000   7.425E-12   -0.007568    0.000000  -1.292E-06 
         ~56      COMB10 Combination         Max    0.000000   1.192E-08   -0.007551    0.000000  -1.019E-06 
         ~56      COMB10 Combination         Min    0.000000   1.192E-08   -0.007551    0.000000  -1.019E-06 
         ~56      COMB11 Combination         Max    0.000000   8.163E-12   -0.008270    0.000000  -2.145E-06 
         ~56      COMB11 Combination         Min    0.000000   8.163E-12   -0.008270    0.000000  -2.145E-06 
         ~56      COMB12 Combination         Max    0.000000   1.193E-08   -0.008253    0.000000  -1.872E-06 
         ~56      COMB12 Combination         Min    0.000000   1.193E-08   -0.008253    0.000000  -1.872E-06 
         ~56      COMB13 Combination         Max   1.887E-08   2.968E-08   -0.008437    0.000000  -1.893E-06 
         ~56      COMB13 Combination         Min  -1.887E-08  -2.969E-08   -0.008441    0.000000  -2.837E-06 
         ~56      COMB14 Combination         Max   2.648E-09   1.440E-07   -0.008384    0.000000  -1.558E-06 
         ~56      COMB14 Combination         Min  -2.648E-09  -1.440E-07   -0.008494    0.000000  -3.172E-06 
         ~56         INV Combination         Max   1.887E-08   1.440E-07   -0.007543    0.000000  -1.019E-06 
         ~56         INV Combination         Min  -1.887E-08  -1.440E-07   -0.008494    0.000000  -3.172E-06 
         ~57          PP   LinStatic                0.000000   1.574E-12   -0.006113    0.000000  -5.782E-06 
         ~57        PERM   LinStatic                0.000000  -2.256E-11   -0.001668    0.000000  -2.335E-06 
         ~57        NEVE   LinStatic                0.000000  -1.544E-11   -0.000714    0.000000  -1.597E-06 
         ~57      VENTOX   LinStatic                0.000000   3.239E-13    0.000175    0.000000   3.649E-07 
         ~57      VENTOY   LinStatic                0.000000  -5.329E-09    0.000156    0.000000   1.490E-07 
         ~57      SISMAX LinRespSpec         Max   2.045E-08   2.378E-08   6.358E-06    0.000000   4.808E-07 
         ~57      SISMAY LinRespSpec         Max   3.843E-09   1.387E-07    0.000062    0.000000   7.902E-07 
         ~57        TERM   LinStatic                0.000000  -3.564E-13   3.278E-06    0.000000  -1.144E-07 
         ~57       COMB1 Combination         Max    0.000000  -2.135E-11   -0.007778    0.000000  -8.231E-06 
         ~57       COMB1 Combination         Min    0.000000  -2.135E-11   -0.007778    0.000000  -8.231E-06 
         ~57       COMB2 Combination         Max    0.000000  -3.679E-11   -0.008491    0.000000  -9.828E-06 
         ~57       COMB2 Combination         Min    0.000000  -3.679E-11   -0.008491    0.000000  -9.828E-06 
         ~57       COMB3 Combination         Max    0.000000  -2.102E-11   -0.007602    0.000000  -7.866E-06 
         ~57       COMB3 Combination         Min    0.000000  -2.102E-11   -0.007602    0.000000  -7.866E-06 
         ~57       COMB4 Combination         Max    0.000000  -5.350E-09   -0.007622    0.000000  -8.082E-06 
         ~57       COMB4 Combination         Min    0.000000  -5.350E-09   -0.007622    0.000000  -8.082E-06 
         ~57       COMB5 Combination         Max    0.000000  -3.646E-11   -0.008316    0.000000  -9.463E-06 
         ~57       COMB5 Combination         Min    0.000000  -3.646E-11   -0.008316    0.000000  -9.463E-06 
         ~57       COMB6 Combination         Max    0.000000  -5.366E-09   -0.008335    0.000000  -9.679E-06 
         ~57       COMB6 Combination         Min    0.000000  -5.366E-09   -0.008335    0.000000  -9.679E-06 
         ~57       COMB7 Combination         Max    0.000000  -2.064E-11   -0.007784    0.000000  -8.002E-06 
         ~57       COMB7 Combination         Min    0.000000  -2.064E-11   -0.007784    0.000000  -8.002E-06 
         ~57       COMB8 Combination         Max    0.000000  -3.607E-11   -0.008498    0.000000  -9.599E-06 
         ~57       COMB8 Combination         Min    0.000000  -3.607E-11   -0.008498    0.000000  -9.599E-06 
         ~57       COMB9 Combination         Max    0.000000  -2.031E-11   -0.007609    0.000000  -7.637E-06 
         ~57       COMB9 Combination         Min    0.000000  -2.031E-11   -0.007609    0.000000  -7.637E-06 
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         ~57      COMB10 Combination         Max    0.000000  -5.349E-09   -0.007628    0.000000  -7.853E-06 
         ~57      COMB10 Combination         Min    0.000000  -5.349E-09   -0.007628    0.000000  -7.853E-06 
         ~57      COMB11 Combination         Max    0.000000  -3.575E-11   -0.008323    0.000000  -9.234E-06 
         ~57      COMB11 Combination         Min    0.000000  -3.575E-11   -0.008323    0.000000  -9.234E-06 
         ~57      COMB12 Combination         Max    0.000000  -5.365E-09   -0.008342    0.000000  -9.450E-06 
         ~57      COMB12 Combination         Min    0.000000  -5.365E-09   -0.008342    0.000000  -9.450E-06 
         ~57      COMB13 Combination         Max   2.045E-08   2.375E-08   -0.008488    0.000000  -9.233E-06 
         ~57      COMB13 Combination         Min  -2.045E-08  -2.382E-08   -0.008501    0.000000   -0.000010 
         ~57      COMB14 Combination         Max   3.843E-09   1.387E-07   -0.008433    0.000000  -8.923E-06 
         ~57      COMB14 Combination         Min  -3.843E-09  -1.387E-07   -0.008557    0.000000   -0.000011 
         ~57         INV Combination         Max   2.045E-08   1.387E-07   -0.007602    0.000000  -7.637E-06 
         ~57         INV Combination         Min  -2.045E-08  -1.387E-07   -0.008557    0.000000   -0.000011 
         ~58          PP   LinStatic                0.000000   1.662E-12   -0.006106    0.000000  -8.163E-06 
         ~58        PERM   LinStatic                0.000000  -2.713E-11   -0.001665    0.000000  -3.469E-06 
         ~58        NEVE   LinStatic                0.000000  -1.856E-11   -0.000711    0.000000  -2.373E-06 
         ~58      VENTOX   LinStatic                0.000000   1.591E-12    0.000175    0.000000   5.389E-07 
         ~58      VENTOY   LinStatic                0.000000  -6.633E-09    0.000156    0.000000   1.962E-07 
         ~58      SISMAX LinRespSpec         Max   3.319E-08   4.147E-08   5.760E-06    0.000000   7.731E-07 
         ~58      SISMAY LinRespSpec         Max   6.236E-09   2.844E-07    0.000061    0.000000   1.257E-06 
         ~58        TERM   LinStatic                0.000000  -3.888E-13   3.420E-06    0.000000  -1.852E-07 
         ~58       COMB1 Combination         Max    0.000000  -2.586E-11   -0.007767    0.000000   -0.000012 
         ~58       COMB1 Combination         Min    0.000000  -2.586E-11   -0.007767    0.000000   -0.000012 
         ~58       COMB2 Combination         Max    0.000000  -4.442E-11   -0.008479    0.000000   -0.000014 
         ~58       COMB2 Combination         Min    0.000000  -4.442E-11   -0.008479    0.000000   -0.000014 
         ~58       COMB3 Combination         Max    0.000000  -2.427E-11   -0.007592    0.000000   -0.000011 
         ~58       COMB3 Combination         Min    0.000000  -2.427E-11   -0.007592    0.000000   -0.000011 
         ~58       COMB4 Combination         Max    0.000000  -6.659E-09   -0.007611    0.000000   -0.000012 
         ~58       COMB4 Combination         Min    0.000000  -6.659E-09   -0.007611    0.000000   -0.000012 
         ~58       COMB5 Combination         Max    0.000000  -4.283E-11   -0.008304    0.000000   -0.000014 
         ~58       COMB5 Combination         Min    0.000000  -4.283E-11   -0.008304    0.000000   -0.000014 
         ~58       COMB6 Combination         Max    0.000000  -6.677E-09   -0.008323    0.000000   -0.000014 
         ~58       COMB6 Combination         Min    0.000000  -6.677E-09   -0.008323    0.000000   -0.000014 
         ~58       COMB7 Combination         Max    0.000000  -2.508E-11   -0.007774    0.000000   -0.000011 
         ~58       COMB7 Combination         Min    0.000000  -2.508E-11   -0.007774    0.000000   -0.000011 
         ~58       COMB8 Combination         Max    0.000000  -4.364E-11   -0.008486    0.000000   -0.000014 
         ~58       COMB8 Combination         Min    0.000000  -4.364E-11   -0.008486    0.000000   -0.000014 
         ~58       COMB9 Combination         Max    0.000000  -2.349E-11   -0.007599    0.000000   -0.000011 
         ~58       COMB9 Combination         Min    0.000000  -2.349E-11   -0.007599    0.000000   -0.000011 
         ~58      COMB10 Combination         Max    0.000000  -6.658E-09   -0.007618    0.000000   -0.000011 
         ~58      COMB10 Combination         Min    0.000000  -6.658E-09   -0.007618    0.000000   -0.000011 
         ~58      COMB11 Combination         Max    0.000000  -4.205E-11   -0.008311    0.000000   -0.000013 
         ~58      COMB11 Combination         Min    0.000000  -4.205E-11   -0.008311    0.000000   -0.000013 
         ~58      COMB12 Combination         Max    0.000000  -6.677E-09   -0.008329    0.000000   -0.000014 
         ~58      COMB12 Combination         Min    0.000000  -6.677E-09   -0.008329    0.000000   -0.000014 
         ~58      COMB13 Combination         Max   3.319E-08   4.143E-08   -0.008476    0.000000   -0.000013 
         ~58      COMB13 Combination         Min  -3.319E-08  -4.151E-08   -0.008488    0.000000   -0.000015 
         ~58      COMB14 Combination         Max   6.236E-09   2.843E-07   -0.008421    0.000000   -0.000013 
         ~58      COMB14 Combination         Min  -6.236E-09  -2.844E-07   -0.008543    0.000000   -0.000015 
         ~58         INV Combination         Max   3.319E-08   2.843E-07   -0.007592    0.000000   -0.000011 
         ~58         INV Combination         Min  -3.319E-08  -2.844E-07   -0.008543    0.000000   -0.000015 
         ~59          PP   LinStatic                0.000000   9.696E-13   -0.006099    0.000000  -7.017E-06 
         ~59        PERM   LinStatic                0.000000  -2.046E-11   -0.001662    0.000000  -3.178E-06 
         ~59        NEVE   LinStatic                0.000000  -1.400E-11   -0.000710    0.000000  -2.175E-06 
         ~59      VENTOX   LinStatic                0.000000   2.678E-12    0.000174    0.000000   4.901E-07 
         ~59      VENTOY   LinStatic                0.000000  -5.279E-09    0.000156    0.000000   1.526E-07 
         ~59      SISMAX LinRespSpec         Max   3.319E-08   4.181E-08   5.091E-06    0.000000   7.717E-07 
         ~59      SISMAY LinRespSpec         Max   6.236E-09   2.836E-07    0.000060    0.000000   1.241E-06 
         ~59        TERM   LinStatic                0.000000  -2.444E-13   3.581E-06    0.000000  -1.862E-07 
         ~59       COMB1 Combination         Max    0.000000  -1.973E-11   -0.007758    0.000000   -0.000010 
         ~59       COMB1 Combination         Min    0.000000  -1.973E-11   -0.007758    0.000000   -0.000010 
         ~59       COMB2 Combination         Max    0.000000  -3.373E-11   -0.008467    0.000000   -0.000013 
         ~59       COMB2 Combination         Min    0.000000  -3.373E-11   -0.008467    0.000000   -0.000013 
         ~59       COMB3 Combination         Max    0.000000  -1.705E-11   -0.007583    0.000000  -9.891E-06 
         ~59       COMB3 Combination         Min    0.000000  -1.705E-11   -0.007583    0.000000  -9.891E-06 
         ~59       COMB4 Combination         Max    0.000000  -5.299E-09   -0.007602    0.000000   -0.000010 
         ~59       COMB4 Combination         Min    0.000000  -5.299E-09   -0.007602    0.000000   -0.000010 
         ~59       COMB5 Combination         Max    0.000000  -3.105E-11   -0.008293    0.000000   -0.000012 
         ~59       COMB5 Combination         Min    0.000000  -3.105E-11   -0.008293    0.000000   -0.000012 
         ~59       COMB6 Combination         Max    0.000000  -5.313E-09   -0.008311    0.000000   -0.000012 
         ~59       COMB6 Combination         Min    0.000000  -5.313E-09   -0.008311    0.000000   -0.000012 
         ~59       COMB7 Combination         Max    0.000000  -1.924E-11   -0.007765    0.000000   -0.000010 
         ~59       COMB7 Combination         Min    0.000000  -1.924E-11   -0.007765    0.000000   -0.000010 
         ~59       COMB8 Combination         Max    0.000000  -3.324E-11   -0.008474    0.000000   -0.000012 
         ~59       COMB8 Combination         Min    0.000000  -3.324E-11   -0.008474    0.000000   -0.000012 
         ~59       COMB9 Combination         Max    0.000000  -1.656E-11   -0.007590    0.000000  -9.519E-06 
         ~59       COMB9 Combination         Min    0.000000  -1.656E-11   -0.007590    0.000000  -9.519E-06 
         ~59      COMB10 Combination         Max    0.000000  -5.298E-09   -0.007609    0.000000  -9.856E-06 
         ~59      COMB10 Combination         Min    0.000000  -5.298E-09   -0.007609    0.000000  -9.856E-06 
         ~59      COMB11 Combination         Max    0.000000  -3.056E-11   -0.008300    0.000000   -0.000012 
         ~59      COMB11 Combination         Min    0.000000  -3.056E-11   -0.008300    0.000000   -0.000012 
         ~59      COMB12 Combination         Max    0.000000  -5.312E-09   -0.008318    0.000000   -0.000012 
         ~59      COMB12 Combination         Min    0.000000  -5.312E-09   -0.008318    0.000000   -0.000012 
         ~59      COMB13 Combination         Max   3.319E-08   4.177E-08   -0.008466    0.000000   -0.000012 
         ~59      COMB13 Combination         Min  -3.319E-08  -4.184E-08   -0.008476    0.000000   -0.000013 
         ~59      COMB14 Combination         Max   6.236E-09   2.836E-07   -0.008411    0.000000   -0.000011 
         ~59      COMB14 Combination         Min  -6.236E-09  -2.836E-07   -0.008531    0.000000   -0.000014 
         ~59         INV Combination         Max   3.319E-08   2.836E-07   -0.007583    0.000000  -9.519E-06 
         ~59         INV Combination         Min  -3.319E-08  -2.836E-07   -0.008531    0.000000   -0.000014 
         ~60          PP   LinStatic                0.000000   1.774E-13   -0.006095    0.000000  -3.641E-06 
         ~60        PERM   LinStatic                0.000000  -9.100E-12   -0.001660    0.000000  -1.791E-06 
         ~60        NEVE   LinStatic                0.000000  -6.226E-12   -0.000708    0.000000  -1.226E-06 
         ~60      VENTOX   LinStatic                0.000000   2.517E-12    0.000174    0.000000   2.738E-07 
         ~60      VENTOY   LinStatic                0.000000  -2.598E-09    0.000156    0.000000   6.760E-08 
         ~60      SISMAX LinRespSpec         Max   2.045E-08   2.472E-08   4.497E-06    0.000000   4.781E-07 
         ~60      SISMAY LinRespSpec         Max   3.842E-09   1.363E-07    0.000059    0.000000   7.607E-07 
         ~60        TERM   LinStatic                0.000000  -6.496E-14   3.726E-06    0.000000  -1.162E-07 
         ~60       COMB1 Combination         Max    0.000000  -8.987E-12   -0.007751    0.000000  -5.549E-06 
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         ~60       COMB1 Combination         Min    0.000000  -8.987E-12   -0.007751    0.000000  -5.549E-06 
         ~60       COMB2 Combination         Max    0.000000  -1.521E-11   -0.008459    0.000000  -6.775E-06 
         ~60       COMB2 Combination         Min    0.000000  -1.521E-11   -0.008459    0.000000  -6.775E-06 
         ~60       COMB3 Combination         Max    0.000000  -6.471E-12   -0.007577    0.000000  -5.275E-06 
         ~60       COMB3 Combination         Min    0.000000  -6.471E-12   -0.007577    0.000000  -5.275E-06 
         ~60       COMB4 Combination         Max    0.000000  -2.607E-09   -0.007595    0.000000  -5.481E-06 
         ~60       COMB4 Combination         Min    0.000000  -2.607E-09   -0.007595    0.000000  -5.481E-06 
         ~60       COMB5 Combination         Max    0.000000  -1.270E-11   -0.008285    0.000000  -6.501E-06 
         ~60       COMB5 Combination         Min    0.000000  -1.270E-11   -0.008285    0.000000  -6.501E-06 
         ~60       COMB6 Combination         Max    0.000000  -2.613E-09   -0.008303    0.000000  -6.707E-06 
         ~60       COMB6 Combination         Min    0.000000  -2.613E-09   -0.008303    0.000000  -6.707E-06 
         ~60       COMB7 Combination         Max    0.000000  -8.857E-12   -0.007759    0.000000  -5.316E-06 
         ~60       COMB7 Combination         Min    0.000000  -8.857E-12   -0.007759    0.000000  -5.316E-06 
         ~60       COMB8 Combination         Max    0.000000  -1.508E-11   -0.008467    0.000000  -6.542E-06 
         ~60       COMB8 Combination         Min    0.000000  -1.508E-11   -0.008467    0.000000  -6.542E-06 
         ~60       COMB9 Combination         Max    0.000000  -6.341E-12   -0.007584    0.000000  -5.042E-06 
         ~60       COMB9 Combination         Min    0.000000  -6.341E-12   -0.007584    0.000000  -5.042E-06 
         ~60      COMB10 Combination         Max    0.000000  -2.607E-09   -0.007603    0.000000  -5.249E-06 
         ~60      COMB10 Combination         Min    0.000000  -2.607E-09   -0.007603    0.000000  -5.249E-06 
         ~60      COMB11 Combination         Max    0.000000  -1.257E-11   -0.008292    0.000000  -6.269E-06 
         ~60      COMB11 Combination         Min    0.000000  -1.257E-11   -0.008292    0.000000  -6.269E-06 
         ~60      COMB12 Combination         Max    0.000000  -2.613E-09   -0.008311    0.000000  -6.475E-06 
         ~60      COMB12 Combination         Min    0.000000  -2.613E-09   -0.008311    0.000000  -6.475E-06 
         ~60      COMB13 Combination         Max   2.045E-08   2.470E-08   -0.008458    0.000000  -6.181E-06 
         ~60      COMB13 Combination         Min  -2.045E-08  -2.473E-08   -0.008467    0.000000  -7.137E-06 
         ~60      COMB14 Combination         Max   3.842E-09   1.363E-07   -0.008404    0.000000  -5.898E-06 
         ~60      COMB14 Combination         Min  -3.842E-09  -1.364E-07   -0.008522    0.000000  -7.419E-06 
         ~60         INV Combination         Max   2.045E-08   1.363E-07   -0.007577    0.000000  -5.042E-06 
         ~60         INV Combination         Min  -2.045E-08  -1.364E-07   -0.008522    0.000000  -7.419E-06 
         ~61          PP   LinStatic                0.000000   2.552E-12   -0.006091    0.000000  -2.400E-06 
         ~61        PERM   LinStatic                0.000000   2.382E-12   -0.001657    0.000000  -1.783E-06 
         ~61        NEVE   LinStatic                0.000000   1.630E-12   -0.000706    0.000000  -1.220E-06 
         ~61      VENTOX   LinStatic                0.000000  -4.617E-12    0.000174    0.000000   2.722E-07 
         ~61      VENTOY   LinStatic                0.000000   4.476E-09    0.000156    0.000000   4.641E-08 
         ~61      SISMAX LinRespSpec         Max   2.007E-08   2.871E-08   3.824E-06    0.000000   4.732E-07 
         ~61      SISMAY LinRespSpec         Max   4.071E-09   1.393E-07    0.000058    0.000000   8.344E-07 
         ~61        TERM   LinStatic                0.000000   1.858E-12   3.834E-06    0.000000  -3.653E-08 
         ~61       COMB1 Combination         Max    0.000000   6.792E-12   -0.007744    0.000000  -4.220E-06 
         ~61       COMB1 Combination         Min    0.000000   6.792E-12   -0.007744    0.000000  -4.220E-06 
         ~61       COMB2 Combination         Max    0.000000   8.421E-12   -0.008450    0.000000  -5.440E-06 
         ~61       COMB2 Combination         Min    0.000000   8.421E-12   -0.008450    0.000000  -5.440E-06 
         ~61       COMB3 Combination         Max    0.000000   2.175E-12   -0.007570    0.000000  -3.948E-06 
         ~61       COMB3 Combination         Min    0.000000   2.175E-12   -0.007570    0.000000  -3.948E-06 
         ~61       COMB4 Combination         Max    0.000000   4.483E-09   -0.007588    0.000000  -4.174E-06 
         ~61       COMB4 Combination         Min    0.000000   4.483E-09   -0.007588    0.000000  -4.174E-06 
         ~61       COMB5 Combination         Max    0.000000   3.805E-12   -0.008277    0.000000  -5.168E-06 
         ~61       COMB5 Combination         Min    0.000000   3.805E-12   -0.008277    0.000000  -5.168E-06 
         ~61       COMB6 Combination         Max    0.000000   4.485E-09   -0.008295    0.000000  -5.393E-06 
         ~61       COMB6 Combination         Min    0.000000   4.485E-09   -0.008295    0.000000  -5.393E-06 
         ~61       COMB7 Combination         Max    0.000000   3.076E-12   -0.007752    0.000000  -4.147E-06 
         ~61       COMB7 Combination         Min    0.000000   3.076E-12   -0.007752    0.000000  -4.147E-06 
         ~61       COMB8 Combination         Max    0.000000   4.706E-12   -0.008458    0.000000  -5.367E-06 
         ~61       COMB8 Combination         Min    0.000000   4.706E-12   -0.008458    0.000000  -5.367E-06 
         ~61       COMB9 Combination         Max    0.000000  -1.540E-12   -0.007578    0.000000  -3.875E-06 
         ~61       COMB9 Combination         Min    0.000000  -1.540E-12   -0.007578    0.000000  -3.875E-06 
         ~61      COMB10 Combination         Max    0.000000   4.480E-09   -0.007596    0.000000  -4.101E-06 
         ~61      COMB10 Combination         Min    0.000000   4.480E-09   -0.007596    0.000000  -4.101E-06 
         ~61      COMB11 Combination         Max    0.000000   8.937E-14   -0.008284    0.000000  -5.094E-06 
         ~61      COMB11 Combination         Min    0.000000   8.937E-14   -0.008284    0.000000  -5.094E-06 
         ~61      COMB12 Combination         Max    0.000000   4.481E-09   -0.008302    0.000000  -5.320E-06 
         ~61      COMB12 Combination         Min    0.000000   4.481E-09   -0.008302    0.000000  -5.320E-06 
         ~61      COMB13 Combination         Max   2.007E-08   2.871E-08   -0.008450    0.000000  -4.930E-06 
         ~61      COMB13 Combination         Min  -2.007E-08  -2.870E-08   -0.008458    0.000000  -5.876E-06 
         ~61      COMB14 Combination         Max   4.071E-09   1.393E-07   -0.008396    0.000000  -4.569E-06 
         ~61      COMB14 Combination         Min  -4.071E-09  -1.393E-07   -0.008512    0.000000  -6.238E-06 
         ~61         INV Combination         Max   2.007E-08   1.393E-07   -0.007570    0.000000  -3.875E-06 
         ~61         INV Combination         Min  -2.007E-08  -1.393E-07   -0.008512    0.000000  -6.238E-06 
         ~62          PP   LinStatic                0.000000   6.595E-12   -0.006087    0.000000  -2.720E-06 
         ~62        PERM   LinStatic                0.000000   1.837E-12   -0.001655    0.000000  -2.583E-06 
         ~62        NEVE   LinStatic                0.000000   1.257E-12   -0.000705    0.000000  -1.767E-06 
         ~62      VENTOX   LinStatic                0.000000  -8.498E-12    0.000173    0.000000   3.899E-07 
         ~62      VENTOY   LinStatic                0.000000   1.049E-08    0.000156    0.000000   3.111E-08 
         ~62      SISMAX LinRespSpec         Max   3.258E-08   5.017E-08   3.237E-06    0.000000   7.616E-07 
         ~62      SISMAY LinRespSpec         Max   6.607E-09   2.896E-07    0.000057    0.000000   1.330E-06 
         ~62        TERM   LinStatic                0.000000   5.213E-12   3.879E-06    0.000000  -5.994E-08 
         ~62       COMB1 Combination         Max    0.000000   1.365E-11   -0.007738    0.000000  -5.363E-06 
         ~62       COMB1 Combination         Min    0.000000   1.365E-11   -0.007738    0.000000  -5.363E-06 
         ~62       COMB2 Combination         Max    0.000000   1.490E-11   -0.008443    0.000000  -7.130E-06 
         ~62       COMB2 Combination         Min    0.000000   1.490E-11   -0.008443    0.000000  -7.130E-06 
         ~62       COMB3 Combination         Max    0.000000   5.147E-12   -0.007565    0.000000  -4.973E-06 
         ~62       COMB3 Combination         Min    0.000000   5.147E-12   -0.007565    0.000000  -4.973E-06 
         ~62       COMB4 Combination         Max    0.000000   1.050E-08   -0.007583    0.000000  -5.332E-06 
         ~62       COMB4 Combination         Min    0.000000   1.050E-08   -0.007583    0.000000  -5.332E-06 
         ~62       COMB5 Combination         Max    0.000000   6.404E-12   -0.008270    0.000000  -6.740E-06 
         ~62       COMB5 Combination         Min    0.000000   6.404E-12   -0.008270    0.000000  -6.740E-06 
         ~62       COMB6 Combination         Max    0.000000   1.050E-08   -0.008288    0.000000  -7.099E-06 
         ~62       COMB6 Combination         Min    0.000000   1.050E-08   -0.008288    0.000000  -7.099E-06 
         ~62       COMB7 Combination         Max    0.000000   3.220E-12   -0.007746    0.000000  -5.243E-06 
         ~62       COMB7 Combination         Min    0.000000   3.220E-12   -0.007746    0.000000  -5.243E-06 
         ~62       COMB8 Combination         Max    0.000000   4.477E-12   -0.008451    0.000000  -7.010E-06 
         ~62       COMB8 Combination         Min    0.000000   4.477E-12   -0.008451    0.000000  -7.010E-06 
         ~62       COMB9 Combination         Max    0.000000  -5.278E-12   -0.007573    0.000000  -4.853E-06 
         ~62       COMB9 Combination         Min    0.000000  -5.278E-12   -0.007573    0.000000  -4.853E-06 
         ~62      COMB10 Combination         Max    0.000000   1.049E-08   -0.007591    0.000000  -5.212E-06 
         ~62      COMB10 Combination         Min    0.000000   1.049E-08   -0.007591    0.000000  -5.212E-06 
         ~62      COMB11 Combination         Max    0.000000  -4.021E-12   -0.008278    0.000000  -6.620E-06 
         ~62      COMB11 Combination         Min    0.000000  -4.021E-12   -0.008278    0.000000  -6.620E-06 
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         ~62      COMB12 Combination         Max    0.000000   1.049E-08   -0.008295    0.000000  -6.979E-06 
         ~62      COMB12 Combination         Min    0.000000   1.049E-08   -0.008295    0.000000  -6.979E-06 
         ~62      COMB13 Combination         Max   3.258E-08   5.017E-08   -0.008444    0.000000  -6.309E-06 
         ~62      COMB13 Combination         Min  -3.258E-08  -5.016E-08   -0.008450    0.000000  -7.832E-06 
         ~62      COMB14 Combination         Max   6.607E-09   2.896E-07   -0.008390    0.000000  -5.741E-06 
         ~62      COMB14 Combination         Min  -6.607E-09  -2.895E-07   -0.008504    0.000000  -8.400E-06 
         ~62         INV Combination         Max   3.258E-08   2.896E-07   -0.007565    0.000000  -4.853E-06 
         ~62         INV Combination         Min  -3.258E-08  -2.895E-07   -0.008504    0.000000  -8.400E-06 
         ~63          PP   LinStatic                0.000000   9.312E-12   -0.006086    0.000000  -1.578E-06 
         ~63        PERM   LinStatic                0.000000   1.220E-13   -0.001653    0.000000  -2.295E-06 
         ~63        NEVE   LinStatic                0.000000   8.348E-14   -0.000703    0.000000  -1.570E-06 
         ~63      VENTOX   LinStatic                0.000000  -1.003E-11    0.000173    0.000000   3.414E-07 
         ~63      VENTOY   LinStatic                0.000000   1.419E-08    0.000156    0.000000  -1.240E-08 
         ~63      SISMAX LinRespSpec         Max   3.258E-08   5.047E-08   2.580E-06    0.000000   7.608E-07 
         ~63      SISMAY LinRespSpec         Max   6.607E-09   2.915E-07    0.000056    0.000000   1.315E-06 
         ~63        TERM   LinStatic                0.000000   7.596E-12   3.932E-06    0.000000  -6.103E-08 
         ~63       COMB1 Combination         Max    0.000000   1.703E-11   -0.007734    0.000000  -3.934E-06 
         ~63       COMB1 Combination         Min    0.000000   1.703E-11   -0.007734    0.000000  -3.934E-06 
         ~63       COMB2 Combination         Max    0.000000   1.711E-11   -0.008438    0.000000  -5.505E-06 
         ~63       COMB2 Combination         Min    0.000000   1.711E-11   -0.008438    0.000000  -5.505E-06 
         ~63       COMB3 Combination         Max    0.000000   6.996E-12   -0.007561    0.000000  -3.593E-06 
         ~63       COMB3 Combination         Min    0.000000   6.996E-12   -0.007561    0.000000  -3.593E-06 
         ~63       COMB4 Combination         Max    0.000000   1.420E-08   -0.007579    0.000000  -3.947E-06 
         ~63       COMB4 Combination         Min    0.000000   1.420E-08   -0.007579    0.000000  -3.947E-06 
         ~63       COMB5 Combination         Max    0.000000   7.080E-12   -0.008265    0.000000  -5.163E-06 
         ~63       COMB5 Combination         Min    0.000000   7.080E-12   -0.008265    0.000000  -5.163E-06 
         ~63       COMB6 Combination         Max    0.000000   1.420E-08   -0.008282    0.000000  -5.517E-06 
         ~63       COMB6 Combination         Min    0.000000   1.420E-08   -0.008282    0.000000  -5.517E-06 
         ~63       COMB7 Combination         Max    0.000000   1.838E-12   -0.007742    0.000000  -3.812E-06 
         ~63       COMB7 Combination         Min    0.000000   1.838E-12   -0.007742    0.000000  -3.812E-06 
         ~63       COMB8 Combination         Max    0.000000   1.922E-12   -0.008446    0.000000  -5.383E-06 
         ~63       COMB8 Combination         Min    0.000000   1.922E-12   -0.008446    0.000000  -5.383E-06 
         ~63       COMB9 Combination         Max    0.000000  -8.195E-12   -0.007569    0.000000  -3.471E-06 
         ~63       COMB9 Combination         Min    0.000000  -8.195E-12   -0.007569    0.000000  -3.471E-06 
         ~63      COMB10 Combination         Max    0.000000   1.419E-08   -0.007587    0.000000  -3.825E-06 
         ~63      COMB10 Combination         Min    0.000000   1.419E-08   -0.007587    0.000000  -3.825E-06 
         ~63      COMB11 Combination         Max    0.000000  -8.112E-12   -0.008273    0.000000  -5.041E-06 
         ~63      COMB11 Combination         Min    0.000000  -8.112E-12   -0.008273    0.000000  -5.041E-06 
         ~63      COMB12 Combination         Max    0.000000   1.419E-08   -0.008290    0.000000  -5.395E-06 
         ~63      COMB12 Combination         Min    0.000000   1.419E-08   -0.008290    0.000000  -5.395E-06 
         ~63      COMB13 Combination         Max   3.258E-08   5.048E-08   -0.008439    0.000000  -4.683E-06 
         ~63      COMB13 Combination         Min  -3.258E-08  -5.046E-08   -0.008444    0.000000  -6.205E-06 
         ~63      COMB14 Combination         Max   6.607E-09   2.915E-07   -0.008386    0.000000  -4.129E-06 
         ~63      COMB14 Combination         Min  -6.607E-09  -2.915E-07   -0.008497    0.000000  -6.759E-06 
         ~63         INV Combination         Max   3.258E-08   2.915E-07   -0.007561    0.000000  -3.471E-06 
         ~63         INV Combination         Min  -3.258E-08  -2.915E-07   -0.008497    0.000000  -6.759E-06 
         ~64          PP   LinStatic                0.000000   8.033E-12   -0.006086    0.000000  -2.679E-07 
         ~64        PERM   LinStatic                0.000000  -1.078E-12   -0.001651    0.000000  -1.245E-06 
         ~64        NEVE   LinStatic                0.000000  -7.377E-13   -0.000702    0.000000  -8.523E-07 
         ~64      VENTOX   LinStatic                0.000000  -7.715E-12    0.000173    0.000000   1.818E-07 
         ~64      VENTOY   LinStatic                0.000000   1.194E-08    0.000156    0.000000  -3.479E-08 
         ~64      SISMAX LinRespSpec         Max   2.007E-08   2.969E-08   1.997E-06    0.000000   4.718E-07 
         ~64      SISMAY LinRespSpec         Max   4.071E-09   1.440E-07    0.000055    0.000000   8.070E-07 
         ~64        TERM   LinStatic                0.000000   6.665E-12   3.980E-06    0.000000  -3.856E-08 
         ~64       COMB1 Combination         Max    0.000000   1.362E-11   -0.007733    0.000000  -1.551E-06 
         ~64       COMB1 Combination         Min    0.000000   1.362E-11   -0.007733    0.000000  -1.551E-06 
         ~64       COMB2 Combination         Max    0.000000   1.288E-11   -0.008435    0.000000  -2.404E-06 
         ~64       COMB2 Combination         Min    0.000000   1.288E-11   -0.008435    0.000000  -2.404E-06 
         ~64       COMB3 Combination         Max    0.000000   5.906E-12   -0.007560    0.000000  -1.369E-06 
         ~64       COMB3 Combination         Min    0.000000   5.906E-12   -0.007560    0.000000  -1.369E-06 
         ~64       COMB4 Combination         Max    0.000000   1.195E-08   -0.007577    0.000000  -1.586E-06 
         ~64       COMB4 Combination         Min    0.000000   1.195E-08   -0.007577    0.000000  -1.586E-06 
         ~64       COMB5 Combination         Max    0.000000   5.168E-12   -0.008262    0.000000  -2.222E-06 
         ~64       COMB5 Combination         Min    0.000000   5.168E-12   -0.008262    0.000000  -2.222E-06 
         ~64       COMB6 Combination         Max    0.000000   1.195E-08   -0.008279    0.000000  -2.438E-06 
         ~64       COMB6 Combination         Min    0.000000   1.195E-08   -0.008279    0.000000  -2.438E-06 
         ~64       COMB7 Combination         Max    0.000000   2.894E-13   -0.007741    0.000000  -1.474E-06 
         ~64       COMB7 Combination         Min    0.000000   2.894E-13   -0.007741    0.000000  -1.474E-06 
         ~64       COMB8 Combination         Max    0.000000  -4.483E-13   -0.008443    0.000000  -2.326E-06 
         ~64       COMB8 Combination         Min    0.000000  -4.483E-13   -0.008443    0.000000  -2.326E-06 
         ~64       COMB9 Combination         Max    0.000000  -7.425E-12   -0.007568    0.000000  -1.292E-06 
         ~64       COMB9 Combination         Min    0.000000  -7.425E-12   -0.007568    0.000000  -1.292E-06 
         ~64      COMB10 Combination         Max    0.000000   1.194E-08   -0.007585    0.000000  -1.509E-06 
         ~64      COMB10 Combination         Min    0.000000   1.194E-08   -0.007585    0.000000  -1.509E-06 
         ~64      COMB11 Combination         Max    0.000000  -8.163E-12   -0.008270    0.000000  -2.145E-06 
         ~64      COMB11 Combination         Min    0.000000  -8.163E-12   -0.008270    0.000000  -2.145E-06 
         ~64      COMB12 Combination         Max    0.000000   1.194E-08   -0.008287    0.000000  -2.361E-06 
         ~64      COMB12 Combination         Min    0.000000   1.194E-08   -0.008287    0.000000  -2.361E-06 
         ~64      COMB13 Combination         Max   2.007E-08   2.969E-08   -0.008437    0.000000  -1.893E-06 
         ~64      COMB13 Combination         Min  -2.007E-08  -2.968E-08   -0.008441    0.000000  -2.837E-06 
         ~64      COMB14 Combination         Max   4.071E-09   1.440E-07   -0.008384    0.000000  -1.558E-06 
         ~64      COMB14 Combination         Min  -4.071E-09  -1.440E-07   -0.008494    0.000000  -3.172E-06 
         ~64         INV Combination         Max   2.007E-08   1.440E-07   -0.007560    0.000000  -1.292E-06 
         ~64         INV Combination         Min  -2.007E-08  -1.440E-07   -0.008494    0.000000  -3.172E-06 
         ~65          PP   LinStatic                0.000000   5.429E-12   -0.006081    0.000000  -5.909E-06 
         ~65        PERM   LinStatic                0.000000  -1.238E-11   -0.001648    0.000000  -3.157E-06 
         ~65        NEVE   LinStatic                0.000000  -8.470E-12   -0.000700    0.000000  -2.160E-06 
         ~65      VENTOX   LinStatic                0.000000  -9.534E-12    0.000172    0.000000   5.025E-07 
         ~65      VENTOY   LinStatic                0.000000  -1.211E-08    0.000189    0.000000   8.421E-07 
         ~65      SISMAX LinRespSpec         Max   2.038E-08   3.532E-08   1.345E-06    0.000000   4.624E-07 
         ~65      SISMAY LinRespSpec         Max   1.746E-09   1.321E-07    0.000054    0.000000   1.033E-06 
         ~65        TERM   LinStatic                0.000000   3.291E-12   3.962E-06    0.000000   6.369E-08 
         ~65       COMB1 Combination         Max    0.000000  -3.659E-12   -0.007725    0.000000  -9.003E-06 
         ~65       COMB1 Combination         Min    0.000000  -3.659E-12   -0.007725    0.000000  -9.003E-06 
         ~65       COMB2 Combination         Max    0.000000  -1.213E-11   -0.008426    0.000000   -0.000011 
         ~65       COMB2 Combination         Min    0.000000  -1.213E-11   -0.008426    0.000000   -0.000011 
         ~65       COMB3 Combination         Max    0.000000  -1.319E-11   -0.007553    0.000000  -8.500E-06 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

483/ 799 

 
         ~65       COMB3 Combination         Min    0.000000  -1.319E-11   -0.007553    0.000000  -8.500E-06 
         ~65       COMB4 Combination         Max    0.000000  -1.211E-08   -0.007536    0.000000  -8.160E-06 
         ~65       COMB4 Combination         Min    0.000000  -1.211E-08   -0.007536    0.000000  -8.160E-06 
         ~65       COMB5 Combination         Max    0.000000  -2.166E-11   -0.008253    0.000000   -0.000011 
         ~65       COMB5 Combination         Min    0.000000  -2.166E-11   -0.008253    0.000000   -0.000011 
         ~65       COMB6 Combination         Max    0.000000  -1.212E-08   -0.008237    0.000000   -0.000010 
         ~65       COMB6 Combination         Min    0.000000  -1.212E-08   -0.008237    0.000000   -0.000010 
         ~65       COMB7 Combination         Max    0.000000  -1.024E-11   -0.007733    0.000000  -9.130E-06 
         ~65       COMB7 Combination         Min    0.000000  -1.024E-11   -0.007733    0.000000  -9.130E-06 
         ~65       COMB8 Combination         Max    0.000000  -1.871E-11   -0.008434    0.000000   -0.000011 
         ~65       COMB8 Combination         Min    0.000000  -1.871E-11   -0.008434    0.000000   -0.000011 
         ~65       COMB9 Combination         Max    0.000000  -1.977E-11   -0.007561    0.000000  -8.627E-06 
         ~65       COMB9 Combination         Min    0.000000  -1.977E-11   -0.007561    0.000000  -8.627E-06 
         ~65      COMB10 Combination         Max    0.000000  -1.212E-08   -0.007544    0.000000  -8.288E-06 
         ~65      COMB10 Combination         Min    0.000000  -1.212E-08   -0.007544    0.000000  -8.288E-06 
         ~65      COMB11 Combination         Max    0.000000  -2.824E-11   -0.008261    0.000000   -0.000011 
         ~65      COMB11 Combination         Min    0.000000  -2.824E-11   -0.008261    0.000000   -0.000011 
         ~65      COMB12 Combination         Max    0.000000  -1.213E-08   -0.008244    0.000000   -0.000010 
         ~65      COMB12 Combination         Min    0.000000  -1.213E-08   -0.008244    0.000000   -0.000010 
         ~65      COMB13 Combination         Max   2.038E-08   3.530E-08   -0.008428    0.000000   -0.000011 
         ~65      COMB13 Combination         Min  -2.038E-08  -3.534E-08   -0.008431    0.000000   -0.000012 
         ~65      COMB14 Combination         Max   1.746E-09   1.321E-07   -0.008376    0.000000   -0.000010 
         ~65      COMB14 Combination         Min  -1.746E-09  -1.321E-07   -0.008483    0.000000   -0.000012 
         ~65         INV Combination         Max   2.038E-08   1.321E-07   -0.007536    0.000000  -8.160E-06 
         ~65         INV Combination         Min  -2.038E-08  -1.321E-07   -0.008483    0.000000   -0.000012 
         ~66          PP   LinStatic                0.000000   2.097E-12   -0.006073    0.000000  -8.377E-06 
         ~66        PERM   LinStatic                0.000000  -3.120E-11   -0.001644    0.000000  -4.800E-06 
         ~66        NEVE   LinStatic                0.000000  -2.135E-11   -0.000697    0.000000  -3.284E-06 
         ~66      VENTOX   LinStatic                0.000000  -1.508E-11    0.000172    0.000000   7.614E-07 
         ~66      VENTOY   LinStatic                0.000000  -1.468E-08    0.000188    0.000000   1.304E-06 
         ~66      SISMAX LinRespSpec         Max   3.308E-08   6.217E-08   7.934E-07    0.000000   7.449E-07 
         ~66      SISMAY LinRespSpec         Max   2.833E-09   2.709E-07    0.000052    0.000000   1.650E-06 
         ~66        TERM   LinStatic                0.000000  -1.757E-12   3.883E-06    0.000000   1.015E-07 
         ~66       COMB1 Combination         Max    0.000000  -3.086E-11   -0.007714    0.000000   -0.000013 
         ~66       COMB1 Combination         Min    0.000000  -3.086E-11   -0.007714    0.000000   -0.000013 
         ~66       COMB2 Combination         Max    0.000000  -5.220E-11   -0.008411    0.000000   -0.000016 
         ~66       COMB2 Combination         Min    0.000000  -5.220E-11   -0.008411    0.000000   -0.000016 
         ~66       COMB3 Combination         Max    0.000000  -4.593E-11   -0.007542    0.000000   -0.000012 
         ~66       COMB3 Combination         Min    0.000000  -4.593E-11   -0.007542    0.000000   -0.000012 
         ~66       COMB4 Combination         Max    0.000000  -1.471E-08   -0.007526    0.000000   -0.000012 
         ~66       COMB4 Combination         Min    0.000000  -1.471E-08   -0.007526    0.000000   -0.000012 
         ~66       COMB5 Combination         Max    0.000000  -6.728E-11   -0.008239    0.000000   -0.000016 
         ~66       COMB5 Combination         Min    0.000000  -6.728E-11   -0.008239    0.000000   -0.000016 
         ~66       COMB6 Combination         Max    0.000000  -1.473E-08   -0.008223    0.000000   -0.000015 
         ~66       COMB6 Combination         Min    0.000000  -1.473E-08   -0.008223    0.000000   -0.000015 
         ~66       COMB7 Combination         Max    0.000000  -2.734E-11   -0.007722    0.000000   -0.000013 
         ~66       COMB7 Combination         Min    0.000000  -2.734E-11   -0.007722    0.000000   -0.000013 
         ~66       COMB8 Combination         Max    0.000000  -4.869E-11   -0.008419    0.000000   -0.000017 
         ~66       COMB8 Combination         Min    0.000000  -4.869E-11   -0.008419    0.000000   -0.000017 
         ~66       COMB9 Combination         Max    0.000000  -4.242E-11   -0.007550    0.000000   -0.000013 
         ~66       COMB9 Combination         Min    0.000000  -4.242E-11   -0.007550    0.000000   -0.000013 
         ~66      COMB10 Combination         Max    0.000000  -1.470E-08   -0.007534    0.000000   -0.000012 
         ~66      COMB10 Combination         Min    0.000000  -1.470E-08   -0.007534    0.000000   -0.000012 
         ~66      COMB11 Combination         Max    0.000000  -6.376E-11   -0.008247    0.000000   -0.000016 
         ~66      COMB11 Combination         Min    0.000000  -6.376E-11   -0.008247    0.000000   -0.000016 
         ~66      COMB12 Combination         Max    0.000000  -1.473E-08   -0.008231    0.000000   -0.000015 
         ~66      COMB12 Combination         Min    0.000000  -1.473E-08   -0.008231    0.000000   -0.000015 
         ~66      COMB13 Combination         Max   3.308E-08   6.212E-08   -0.008414    0.000000   -0.000016 
         ~66      COMB13 Combination         Min  -3.308E-08  -6.222E-08   -0.008416    0.000000   -0.000017 
         ~66      COMB14 Combination         Max   2.833E-09   2.709E-07   -0.008363    0.000000   -0.000015 
         ~66      COMB14 Combination         Min  -2.833E-09  -2.710E-07   -0.008467    0.000000   -0.000018 
         ~66         INV Combination         Max   3.308E-08   2.709E-07   -0.007526    0.000000   -0.000012 
         ~66         INV Combination         Min  -3.308E-08  -2.710E-07   -0.008467    0.000000   -0.000018 
         ~67          PP   LinStatic                0.000000  -3.871E-12   -0.006067    0.000000  -7.240E-06 
         ~67        PERM   LinStatic                0.000000  -4.359E-11   -0.001640    0.000000  -4.515E-06 
         ~67        NEVE   LinStatic                0.000000  -2.983E-11   -0.000695    0.000000  -3.089E-06 
         ~67      VENTOX   LinStatic                0.000000  -1.581E-11    0.000171    0.000000   7.135E-07 
         ~67      VENTOY   LinStatic                0.000000  -1.121E-08    0.000187    0.000000   1.252E-06 
         ~67      SISMAX LinRespSpec         Max   3.308E-08   6.262E-08   3.067E-07    0.000000   7.448E-07 
         ~67      SISMAY LinRespSpec         Max   2.833E-09   2.696E-07    0.000051    0.000000   1.637E-06 
         ~67        TERM   LinStatic                0.000000  -8.355E-12   3.795E-06    0.000000   1.005E-07 
         ~67       COMB1 Combination         Max    0.000000  -5.582E-11   -0.007703    0.000000   -0.000012 
         ~67       COMB1 Combination         Min    0.000000  -5.582E-11   -0.007703    0.000000   -0.000012 
         ~67       COMB2 Combination         Max    0.000000  -8.565E-11   -0.008398    0.000000   -0.000015 
         ~67       COMB2 Combination         Min    0.000000  -8.565E-11   -0.008398    0.000000   -0.000015 
         ~67       COMB3 Combination         Max    0.000000  -7.163E-11   -0.007532    0.000000   -0.000011 
         ~67       COMB3 Combination         Min    0.000000  -7.163E-11   -0.007532    0.000000   -0.000011 
         ~67       COMB4 Combination         Max    0.000000  -1.127E-08   -0.007516    0.000000   -0.000010 
         ~67       COMB4 Combination         Min    0.000000  -1.127E-08   -0.007516    0.000000   -0.000010 
         ~67       COMB5 Combination         Max    0.000000  -1.015E-10   -0.008227    0.000000   -0.000014 
         ~67       COMB5 Combination         Min    0.000000  -1.015E-10   -0.008227    0.000000   -0.000014 
         ~67       COMB6 Combination         Max    0.000000  -1.130E-08   -0.008211    0.000000   -0.000013 
         ~67       COMB6 Combination         Min    0.000000  -1.130E-08   -0.008211    0.000000   -0.000013 
         ~67       COMB7 Combination         Max    0.000000  -3.911E-11   -0.007711    0.000000   -0.000012 
         ~67       COMB7 Combination         Min    0.000000  -3.911E-11   -0.007711    0.000000   -0.000012 
         ~67       COMB8 Combination         Max    0.000000  -6.894E-11   -0.008405    0.000000   -0.000015 
         ~67       COMB8 Combination         Min    0.000000  -6.894E-11   -0.008405    0.000000   -0.000015 
         ~67       COMB9 Combination         Max    0.000000  -5.492E-11   -0.007540    0.000000   -0.000011 
         ~67       COMB9 Combination         Min    0.000000  -5.492E-11   -0.007540    0.000000   -0.000011 
         ~67      COMB10 Combination         Max    0.000000  -1.125E-08   -0.007524    0.000000   -0.000011 
         ~67      COMB10 Combination         Min    0.000000  -1.125E-08   -0.007524    0.000000   -0.000011 
         ~67      COMB11 Combination         Max    0.000000  -8.475E-11   -0.008234    0.000000   -0.000014 
         ~67      COMB11 Combination         Min    0.000000  -8.475E-11   -0.008234    0.000000   -0.000014 
         ~67      COMB12 Combination         Max    0.000000  -1.128E-08   -0.008218    0.000000   -0.000014 
         ~67      COMB12 Combination         Min    0.000000  -1.128E-08   -0.008218    0.000000   -0.000014 
         ~67      COMB13 Combination         Max   3.308E-08   6.255E-08   -0.008401    0.000000   -0.000014 
         ~67      COMB13 Combination         Min  -3.308E-08  -6.270E-08   -0.008402    0.000000   -0.000016 
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         ~67      COMB14 Combination         Max   2.833E-09   2.695E-07   -0.008351    0.000000   -0.000013 
         ~67      COMB14 Combination         Min  -2.833E-09  -2.696E-07   -0.008452    0.000000   -0.000016 
         ~67         INV Combination         Max   3.308E-08   2.695E-07   -0.007516    0.000000   -0.000010 
         ~67         INV Combination         Min  -3.308E-08  -2.696E-07   -0.008452    0.000000   -0.000016 
         ~68          PP   LinStatic                0.000000  -6.610E-12   -0.006062    0.000000  -3.785E-06 
         ~68        PERM   LinStatic                0.000000  -3.739E-11   -0.001637    0.000000  -2.625E-06 
         ~68        NEVE   LinStatic                0.000000  -2.558E-11   -0.000692    0.000000  -1.797E-06 
         ~68      VENTOX   LinStatic                0.000000  -1.102E-11    0.000171    0.000000   4.131E-07 
         ~68      VENTOY   LinStatic                0.000000  -5.117E-09    0.000186    0.000000   7.443E-07 
         ~68      SISMAX LinRespSpec         Max   2.038E-08   3.677E-08   5.659E-07    0.000000   4.622E-07 
         ~68      SISMAY LinRespSpec         Max   1.746E-09   1.276E-07    0.000050    0.000000   1.008E-06 
         ~68        TERM   LinStatic                0.000000  -1.002E-11   3.719E-06    0.000000   6.169E-08 
         ~68       COMB1 Combination         Max    0.000000  -5.402E-11   -0.007696    0.000000  -6.348E-06 
         ~68       COMB1 Combination         Min    0.000000  -5.402E-11   -0.007696    0.000000  -6.348E-06 
         ~68       COMB2 Combination         Max    0.000000  -7.960E-11   -0.008388    0.000000  -8.145E-06 
         ~68       COMB2 Combination         Min    0.000000  -7.960E-11   -0.008388    0.000000  -8.145E-06 
         ~68       COMB3 Combination         Max    0.000000  -6.504E-11   -0.007525    0.000000  -5.935E-06 
         ~68       COMB3 Combination         Min    0.000000  -6.504E-11   -0.007525    0.000000  -5.935E-06 
         ~68       COMB4 Combination         Max    0.000000  -5.171E-09   -0.007510    0.000000  -5.604E-06 
         ~68       COMB4 Combination         Min    0.000000  -5.171E-09   -0.007510    0.000000  -5.604E-06 
         ~68       COMB5 Combination         Max    0.000000  -9.062E-11   -0.008217    0.000000  -7.732E-06 
         ~68       COMB5 Combination         Min    0.000000  -9.062E-11   -0.008217    0.000000  -7.732E-06 
         ~68       COMB6 Combination         Max    0.000000  -5.197E-09   -0.008202    0.000000  -7.400E-06 
         ~68       COMB6 Combination         Min    0.000000  -5.197E-09   -0.008202    0.000000  -7.400E-06 
         ~68       COMB7 Combination         Max    0.000000  -3.398E-11   -0.007703    0.000000  -6.471E-06 
         ~68       COMB7 Combination         Min    0.000000  -3.398E-11   -0.007703    0.000000  -6.471E-06 
         ~68       COMB8 Combination         Max    0.000000  -5.956E-11   -0.008396    0.000000  -8.268E-06 
         ~68       COMB8 Combination         Min    0.000000  -5.956E-11   -0.008396    0.000000  -8.268E-06 
         ~68       COMB9 Combination         Max    0.000000  -4.500E-11   -0.007532    0.000000  -6.058E-06 
         ~68       COMB9 Combination         Min    0.000000  -4.500E-11   -0.007532    0.000000  -6.058E-06 
         ~68      COMB10 Combination         Max    0.000000  -5.151E-09   -0.007517    0.000000  -5.727E-06 
         ~68      COMB10 Combination         Min    0.000000  -5.151E-09   -0.007517    0.000000  -5.727E-06 
         ~68      COMB11 Combination         Max    0.000000  -7.058E-11   -0.008225    0.000000  -7.855E-06 
         ~68      COMB11 Combination         Min    0.000000  -7.058E-11   -0.008225    0.000000  -7.855E-06 
         ~68      COMB12 Combination         Max    0.000000  -5.177E-09   -0.008210    0.000000  -7.524E-06 
         ~68      COMB12 Combination         Min    0.000000  -5.177E-09   -0.008210    0.000000  -7.524E-06 
         ~68      COMB13 Combination         Max   2.038E-08   3.670E-08   -0.008391    0.000000  -7.744E-06 
         ~68      COMB13 Combination         Min  -2.038E-08  -3.684E-08   -0.008392    0.000000  -8.669E-06 
         ~68      COMB14 Combination         Max   1.746E-09   1.276E-07   -0.008342    0.000000  -7.199E-06 
         ~68      COMB14 Combination         Min  -1.746E-09  -1.277E-07   -0.008441    0.000000  -9.214E-06 
         ~68         INV Combination         Max   2.038E-08   1.276E-07   -0.007510    0.000000  -5.604E-06 
         ~68         INV Combination         Min  -2.038E-08  -1.277E-07   -0.008441    0.000000  -9.214E-06 
         ~69          PP   LinStatic                0.000000   2.131E-11   -0.006058    0.000000  -2.628E-06 
         ~69        PERM   LinStatic                0.000000   9.824E-11   -0.001633    0.000000  -2.686E-06 
         ~69        NEVE   LinStatic                0.000000   6.722E-11   -0.000690    0.000000  -1.837E-06 
         ~69      VENTOX   LinStatic                0.000000   2.874E-11    0.000170    0.000000   4.212E-07 
         ~69      VENTOY   LinStatic                0.000000   6.517E-09    0.000185    0.000000   7.714E-07 
         ~69      SISMAX LinRespSpec         Max   2.776E-08   4.405E-08   1.172E-06    0.000000   4.551E-07 
         ~69      SISMAY LinRespSpec         Max   3.188E-09   1.322E-07    0.000048    0.000000   1.079E-06 
         ~69        TERM   LinStatic                0.000000   3.064E-11   3.576E-06    0.000000   1.388E-07 
         ~69       COMB1 Combination         Max    0.000000   1.502E-10   -0.007687    0.000000  -5.176E-06 
         ~69       COMB1 Combination         Min    0.000000   1.502E-10   -0.007687    0.000000  -5.176E-06 
         ~69       COMB2 Combination         Max    0.000000   2.174E-10   -0.008377    0.000000  -7.013E-06 
         ~69       COMB2 Combination         Min    0.000000   2.174E-10   -0.008377    0.000000  -7.013E-06 
         ~69       COMB3 Combination         Max    0.000000   1.789E-10   -0.007517    0.000000  -4.754E-06 
         ~69       COMB3 Combination         Min    0.000000   1.789E-10   -0.007517    0.000000  -4.754E-06 
         ~69       COMB4 Combination         Max    0.000000   6.667E-09   -0.007503    0.000000  -4.404E-06 
         ~69       COMB4 Combination         Min    0.000000   6.667E-09   -0.007503    0.000000  -4.404E-06 
         ~69       COMB5 Combination         Max    0.000000   2.461E-10   -0.008207    0.000000  -6.592E-06 
         ~69       COMB5 Combination         Min    0.000000   2.461E-10   -0.008207    0.000000  -6.592E-06 
         ~69       COMB6 Combination         Max    0.000000   6.734E-09   -0.008192    0.000000  -6.241E-06 
         ~69       COMB6 Combination         Min    0.000000   6.734E-09   -0.008192    0.000000  -6.241E-06 
         ~69       COMB7 Combination         Max    0.000000   8.890E-11   -0.007695    0.000000  -5.453E-06 
         ~69       COMB7 Combination         Min    0.000000   8.890E-11   -0.007695    0.000000  -5.453E-06 
         ~69       COMB8 Combination         Max    0.000000   1.561E-10   -0.008384    0.000000  -7.290E-06 
         ~69       COMB8 Combination         Min    0.000000   1.561E-10   -0.008384    0.000000  -7.290E-06 
         ~69       COMB9 Combination         Max    0.000000   1.176E-10   -0.007525    0.000000  -5.032E-06 
         ~69       COMB9 Combination         Min    0.000000   1.176E-10   -0.007525    0.000000  -5.032E-06 
         ~69      COMB10 Combination         Max    0.000000   6.606E-09   -0.007510    0.000000  -4.682E-06 
         ~69      COMB10 Combination         Min    0.000000   6.606E-09   -0.007510    0.000000  -4.682E-06 
         ~69      COMB11 Combination         Max    0.000000   1.849E-10   -0.008214    0.000000  -6.869E-06 
         ~69      COMB11 Combination         Min    0.000000   1.849E-10   -0.008214    0.000000  -6.869E-06 
         ~69      COMB12 Combination         Max    0.000000   6.673E-09   -0.008200    0.000000  -6.519E-06 
         ~69      COMB12 Combination         Min    0.000000   6.673E-09   -0.008200    0.000000  -6.519E-06 
         ~69      COMB13 Combination         Max   2.776E-08   4.423E-08   -0.008380    0.000000  -6.697E-06 
         ~69      COMB13 Combination         Min  -2.776E-08  -4.386E-08   -0.008382    0.000000  -7.607E-06 
         ~69      COMB14 Combination         Max   3.188E-09   1.324E-07   -0.008333    0.000000  -6.073E-06 
         ~69      COMB14 Combination         Min  -3.188E-09  -1.320E-07   -0.008429    0.000000  -8.230E-06 
         ~69         INV Combination         Max   2.776E-08   1.324E-07   -0.007503    0.000000  -4.404E-06 
         ~69         INV Combination         Min  -2.776E-08  -1.320E-07   -0.008429    0.000000  -8.230E-06 
         ~70          PP   LinStatic                0.000000   4.460E-11   -0.006054    0.000000  -3.097E-06 
         ~70        PERM   LinStatic                0.000000   2.122E-10   -0.001630    0.000000  -4.045E-06 
         ~70        NEVE   LinStatic                0.000000   1.452E-10   -0.000688    0.000000  -2.767E-06 
         ~70      VENTOX   LinStatic                0.000000   6.493E-11    0.000169    0.000000   6.310E-07 
         ~70      VENTOY   LinStatic                0.000000   1.509E-08    0.000184    0.000000   1.191E-06 
         ~70      SISMAX LinRespSpec         Max   4.506E-08   7.748E-08   1.726E-06    0.000000   7.337E-07 
         ~70      SISMAY LinRespSpec         Max   5.174E-09   2.785E-07    0.000047    0.000000   1.726E-06 
         ~70        TERM   LinStatic                0.000000   6.551E-11   3.403E-06    0.000000   2.227E-07 
         ~70       COMB1 Combination         Max    0.000000   3.223E-10   -0.007681    0.000000  -6.919E-06 
         ~70       COMB1 Combination         Min    0.000000   3.223E-10   -0.007681    0.000000  -6.919E-06 
         ~70       COMB2 Combination         Max    0.000000   4.676E-10   -0.008368    0.000000  -9.686E-06 
         ~70       COMB2 Combination         Min    0.000000   4.676E-10   -0.008368    0.000000  -9.686E-06 
         ~70       COMB3 Combination         Max    0.000000   3.873E-10   -0.007511    0.000000  -6.288E-06 
         ~70       COMB3 Combination         Min    0.000000   3.873E-10   -0.007511    0.000000  -6.288E-06 
         ~70       COMB4 Combination         Max    0.000000   1.541E-08   -0.007497    0.000000  -5.727E-06 
         ~70       COMB4 Combination         Min    0.000000   1.541E-08   -0.007497    0.000000  -5.727E-06 
         ~70       COMB5 Combination         Max    0.000000   5.325E-10   -0.008199    0.000000  -9.055E-06 
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         ~70       COMB5 Combination         Min    0.000000   5.325E-10   -0.008199    0.000000  -9.055E-06 
         ~70       COMB6 Combination         Max    0.000000   1.556E-08   -0.008184    0.000000  -8.494E-06 
         ~70       COMB6 Combination         Min    0.000000   1.556E-08   -0.008184    0.000000  -8.494E-06 
         ~70       COMB7 Combination         Max    0.000000   1.913E-10   -0.007687    0.000000  -7.364E-06 
         ~70       COMB7 Combination         Min    0.000000   1.913E-10   -0.007687    0.000000  -7.364E-06 
         ~70       COMB8 Combination         Max    0.000000   3.365E-10   -0.008375    0.000000   -0.000010 
         ~70       COMB8 Combination         Min    0.000000   3.365E-10   -0.008375    0.000000   -0.000010 
         ~70       COMB9 Combination         Max    0.000000   2.563E-10   -0.007518    0.000000  -6.733E-06 
         ~70       COMB9 Combination         Min    0.000000   2.563E-10   -0.007518    0.000000  -6.733E-06 
         ~70      COMB10 Combination         Max    0.000000   1.528E-08   -0.007503    0.000000  -6.173E-06 
         ~70      COMB10 Combination         Min    0.000000   1.528E-08   -0.007503    0.000000  -6.173E-06 
         ~70      COMB11 Combination         Max    0.000000   4.015E-10   -0.008205    0.000000  -9.500E-06 
         ~70      COMB11 Combination         Min    0.000000   4.015E-10   -0.008205    0.000000  -9.500E-06 
         ~70      COMB12 Combination         Max    0.000000   1.543E-08   -0.008191    0.000000  -8.940E-06 
         ~70      COMB12 Combination         Min    0.000000   1.543E-08   -0.008191    0.000000  -8.940E-06 
         ~70      COMB13 Combination         Max   4.506E-08   7.788E-08   -0.008370    0.000000  -9.175E-06 
         ~70      COMB13 Combination         Min  -4.506E-08  -7.708E-08   -0.008373    0.000000   -0.000011 
         ~70      COMB14 Combination         Max   5.174E-09   2.789E-07   -0.008325    0.000000  -8.183E-06 
         ~70      COMB14 Combination         Min  -5.174E-09  -2.781E-07   -0.008418    0.000000   -0.000012 
         ~70         INV Combination         Max   4.506E-08   2.789E-07   -0.007497    0.000000  -5.727E-06 
         ~70         INV Combination         Min  -4.506E-08  -2.781E-07   -0.008418    0.000000   -0.000012 
         ~71          PP   LinStatic                0.000000   5.698E-11   -0.006052    0.000000  -1.965E-06 
         ~71        PERM   LinStatic                0.000000   2.758E-10   -0.001626    0.000000  -3.764E-06 
         ~71        NEVE   LinStatic                0.000000   1.887E-10   -0.000685    0.000000  -2.575E-06 
         ~71      VENTOX   LinStatic                0.000000   8.633E-11    0.000169    0.000000   5.837E-07 
         ~71      VENTOY   LinStatic                0.000000   2.030E-08    0.000183    0.000000   1.140E-06 
         ~71      SISMAX LinRespSpec         Max   4.506E-08   7.768E-08   2.356E-06    0.000000   7.342E-07 
         ~71      SISMAY LinRespSpec         Max   5.174E-09   2.816E-07    0.000045    0.000000   1.714E-06 
         ~71        TERM   LinStatic                0.000000   8.467E-11   3.211E-06    0.000000   2.218E-07 
         ~71       COMB1 Combination         Max    0.000000   4.175E-10   -0.007675    0.000000  -5.506E-06 
         ~71       COMB1 Combination         Min    0.000000   4.175E-10   -0.007675    0.000000  -5.506E-06 
         ~71       COMB2 Combination         Max    0.000000   6.062E-10   -0.008360    0.000000  -8.082E-06 
         ~71       COMB2 Combination         Min    0.000000   6.062E-10   -0.008360    0.000000  -8.082E-06 
         ~71       COMB3 Combination         Max    0.000000   5.038E-10   -0.007506    0.000000  -4.923E-06 
         ~71       COMB3 Combination         Min    0.000000   5.038E-10   -0.007506    0.000000  -4.923E-06 
         ~71       COMB4 Combination         Max    0.000000   2.072E-08   -0.007492    0.000000  -4.366E-06 
         ~71       COMB4 Combination         Min    0.000000   2.072E-08   -0.007492    0.000000  -4.366E-06 
         ~71       COMB5 Combination         Max    0.000000   6.925E-10   -0.008191    0.000000  -7.498E-06 
         ~71       COMB5 Combination         Min    0.000000   6.925E-10   -0.008191    0.000000  -7.498E-06 
         ~71       COMB6 Combination         Max    0.000000   2.091E-08   -0.008178    0.000000  -6.942E-06 
         ~71       COMB6 Combination         Min    0.000000   2.091E-08   -0.008178    0.000000  -6.942E-06 
         ~71       COMB7 Combination         Max    0.000000   2.481E-10   -0.007682    0.000000  -5.950E-06 
         ~71       COMB7 Combination         Min    0.000000   2.481E-10   -0.007682    0.000000  -5.950E-06 
         ~71       COMB8 Combination         Max    0.000000   4.369E-10   -0.008367    0.000000  -8.525E-06 
         ~71       COMB8 Combination         Min    0.000000   4.369E-10   -0.008367    0.000000  -8.525E-06 
         ~71       COMB9 Combination         Max    0.000000   3.345E-10   -0.007513    0.000000  -5.366E-06 
         ~71       COMB9 Combination         Min    0.000000   3.345E-10   -0.007513    0.000000  -5.366E-06 
         ~71      COMB10 Combination         Max    0.000000   2.055E-08   -0.007499    0.000000  -4.810E-06 
         ~71      COMB10 Combination         Min    0.000000   2.055E-08   -0.007499    0.000000  -4.810E-06 
         ~71      COMB11 Combination         Max    0.000000   5.232E-10   -0.008198    0.000000  -7.942E-06 
         ~71      COMB11 Combination         Min    0.000000   5.232E-10   -0.008198    0.000000  -7.942E-06 
         ~71      COMB12 Combination         Max    0.000000   2.074E-08   -0.008184    0.000000  -7.385E-06 
         ~71      COMB12 Combination         Min    0.000000   2.074E-08   -0.008184    0.000000  -7.385E-06 
         ~71      COMB13 Combination         Max   4.506E-08   7.820E-08   -0.008361    0.000000  -7.569E-06 
         ~71      COMB13 Combination         Min  -4.506E-08  -7.716E-08   -0.008366    0.000000  -9.038E-06 
         ~71      COMB14 Combination         Max   5.174E-09   2.821E-07   -0.008318    0.000000  -6.590E-06 
         ~71      COMB14 Combination         Min  -5.174E-09  -2.810E-07   -0.008409    0.000000   -0.000010 
         ~71         INV Combination         Max   4.506E-08   2.821E-07   -0.007492    0.000000  -4.366E-06 
         ~71         INV Combination         Min  -4.506E-08  -2.810E-07   -0.008409    0.000000   -0.000010 
         ~72          PP   LinStatic                0.000000   4.629E-11   -0.006052    0.000000  -5.133E-07 
         ~72        PERM   LinStatic                0.000000   2.265E-10   -0.001624    0.000000  -2.161E-06 
         ~72        NEVE   LinStatic                0.000000   1.550E-10   -0.000683    0.000000  -1.479E-06 
         ~72      VENTOX   LinStatic                0.000000   7.191E-11    0.000169    0.000000   3.329E-07 
         ~72      VENTOY   LinStatic                0.000000   1.703E-08    0.000182    0.000000   6.758E-07 
         ~72      SISMAX LinRespSpec         Max   2.776E-08   4.523E-08   2.921E-06    0.000000   4.561E-07 
         ~72      SISMAY LinRespSpec         Max   3.188E-09   1.398E-07    0.000044    0.000000   1.056E-06 
         ~72        TERM   LinStatic                0.000000   6.929E-11   3.040E-06    0.000000   1.371E-07 
         ~72       COMB1 Combination         Max    0.000000   3.421E-10   -0.007672    0.000000  -2.537E-06 
         ~72       COMB1 Combination         Min    0.000000   3.421E-10   -0.007672    0.000000  -2.537E-06 
         ~72       COMB2 Combination         Max    0.000000   4.971E-10   -0.008356    0.000000  -4.016E-06 
         ~72       COMB2 Combination         Min    0.000000   4.971E-10   -0.008356    0.000000  -4.016E-06 
         ~72       COMB3 Combination         Max    0.000000   4.140E-10   -0.007504    0.000000  -2.204E-06 
         ~72       COMB3 Combination         Min    0.000000   4.140E-10   -0.007504    0.000000  -2.204E-06 
         ~72       COMB4 Combination         Max    0.000000   1.738E-08   -0.007490    0.000000  -1.861E-06 
         ~72       COMB4 Combination         Min    0.000000   1.738E-08   -0.007490    0.000000  -1.861E-06 
         ~72       COMB5 Combination         Max    0.000000   5.690E-10   -0.008187    0.000000  -3.683E-06 
         ~72       COMB5 Combination         Min    0.000000   5.690E-10   -0.008187    0.000000  -3.683E-06 
         ~72       COMB6 Combination         Max    0.000000   1.753E-08   -0.008174    0.000000  -3.341E-06 
         ~72       COMB6 Combination         Min    0.000000   1.753E-08   -0.008174    0.000000  -3.341E-06 
         ~72       COMB7 Combination         Max    0.000000   2.035E-10   -0.007679    0.000000  -2.811E-06 
         ~72       COMB7 Combination         Min    0.000000   2.035E-10   -0.007679    0.000000  -2.811E-06 
         ~72       COMB8 Combination         Max    0.000000   3.585E-10   -0.008362    0.000000  -4.291E-06 
         ~72       COMB8 Combination         Min    0.000000   3.585E-10   -0.008362    0.000000  -4.291E-06 
         ~72       COMB9 Combination         Max    0.000000   2.754E-10   -0.007510    0.000000  -2.479E-06 
         ~72       COMB9 Combination         Min    0.000000   2.754E-10   -0.007510    0.000000  -2.479E-06 
         ~72      COMB10 Combination         Max    0.000000   1.724E-08   -0.007496    0.000000  -2.136E-06 
         ~72      COMB10 Combination         Min    0.000000   1.724E-08   -0.007496    0.000000  -2.136E-06 
         ~72      COMB11 Combination         Max    0.000000   4.304E-10   -0.008193    0.000000  -3.958E-06 
         ~72      COMB11 Combination         Min    0.000000   4.304E-10   -0.008193    0.000000  -3.958E-06 
         ~72      COMB12 Combination         Max    0.000000   1.739E-08   -0.008180    0.000000  -3.615E-06 
         ~72      COMB12 Combination         Min    0.000000   1.739E-08   -0.008180    0.000000  -3.615E-06 
         ~72      COMB13 Combination         Max   2.776E-08   4.566E-08   -0.008356    0.000000  -3.697E-06 
         ~72      COMB13 Combination         Min  -2.776E-08  -4.480E-08   -0.008362    0.000000  -4.610E-06 
         ~72      COMB14 Combination         Max   3.188E-09   1.402E-07   -0.008315    0.000000  -3.097E-06 
         ~72      COMB14 Combination         Min  -3.188E-09  -1.394E-07   -0.008403    0.000000  -5.210E-06 
         ~72         INV Combination         Max   2.776E-08   1.402E-07   -0.007490    0.000000  -1.861E-06 
         ~72         INV Combination         Min  -2.776E-08  -1.394E-07   -0.008403    0.000000  -5.210E-06 
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         ~73          PP   LinStatic                0.000000  -5.429E-12   -0.006081    0.000000  -5.909E-06 
         ~73        PERM   LinStatic                0.000000   1.238E-11   -0.001648    0.000000  -3.157E-06 
         ~73        NEVE   LinStatic                0.000000   8.470E-12   -0.000700    0.000000  -2.160E-06 
         ~73      VENTOX   LinStatic                0.000000   9.534E-12    0.000172    0.000000   5.025E-07 
         ~73      VENTOY   LinStatic                0.000000  -1.212E-08    0.000156    0.000000   2.214E-07 
         ~73      SISMAX LinRespSpec         Max   2.621E-08   3.532E-08   1.345E-06    0.000000   4.624E-07 
         ~73      SISMAY LinRespSpec         Max   3.170E-09   1.321E-07    0.000054    0.000000   1.033E-06 
         ~73        TERM   LinStatic                0.000000  -3.291E-12   3.962E-06    0.000000   6.369E-08 
         ~73       COMB1 Combination         Max    0.000000   3.659E-12   -0.007725    0.000000  -9.003E-06 
         ~73       COMB1 Combination         Min    0.000000   3.659E-12   -0.007725    0.000000  -9.003E-06 
         ~73       COMB2 Combination         Max    0.000000   1.213E-11   -0.008426    0.000000   -0.000011 
         ~73       COMB2 Combination         Min    0.000000   1.213E-11   -0.008426    0.000000   -0.000011 
         ~73       COMB3 Combination         Max    0.000000   1.319E-11   -0.007553    0.000000  -8.500E-06 
         ~73       COMB3 Combination         Min    0.000000   1.319E-11   -0.007553    0.000000  -8.500E-06 
         ~73       COMB4 Combination         Max    0.000000  -1.212E-08   -0.007570    0.000000  -8.781E-06 
         ~73       COMB4 Combination         Min    0.000000  -1.212E-08   -0.007570    0.000000  -8.781E-06 
         ~73       COMB5 Combination         Max    0.000000   2.166E-11   -0.008253    0.000000   -0.000011 
         ~73       COMB5 Combination         Min    0.000000   2.166E-11   -0.008253    0.000000   -0.000011 
         ~73       COMB6 Combination         Max    0.000000  -1.211E-08   -0.008270    0.000000   -0.000011 
         ~73       COMB6 Combination         Min    0.000000  -1.211E-08   -0.008270    0.000000   -0.000011 
         ~73       COMB7 Combination         Max    0.000000   1.024E-11   -0.007733    0.000000  -9.130E-06 
         ~73       COMB7 Combination         Min    0.000000   1.024E-11   -0.007733    0.000000  -9.130E-06 
         ~73       COMB8 Combination         Max    0.000000   1.871E-11   -0.008434    0.000000   -0.000011 
         ~73       COMB8 Combination         Min    0.000000   1.871E-11   -0.008434    0.000000   -0.000011 
         ~73       COMB9 Combination         Max    0.000000   1.977E-11   -0.007561    0.000000  -8.627E-06 
         ~73       COMB9 Combination         Min    0.000000   1.977E-11   -0.007561    0.000000  -8.627E-06 
         ~73      COMB10 Combination         Max    0.000000  -1.211E-08   -0.007578    0.000000  -8.908E-06 
         ~73      COMB10 Combination         Min    0.000000  -1.211E-08   -0.007578    0.000000  -8.908E-06 
         ~73      COMB11 Combination         Max    0.000000   2.824E-11   -0.008261    0.000000   -0.000011 
         ~73      COMB11 Combination         Min    0.000000   2.824E-11   -0.008261    0.000000   -0.000011 
         ~73      COMB12 Combination         Max    0.000000  -1.211E-08   -0.008278    0.000000   -0.000011 
         ~73      COMB12 Combination         Min    0.000000  -1.211E-08   -0.008278    0.000000   -0.000011 
         ~73      COMB13 Combination         Max   2.621E-08   3.533E-08   -0.008428    0.000000   -0.000011 
         ~73      COMB13 Combination         Min  -2.621E-08  -3.530E-08   -0.008431    0.000000   -0.000012 
         ~73      COMB14 Combination         Max   3.170E-09   1.321E-07   -0.008376    0.000000   -0.000010 
         ~73      COMB14 Combination         Min  -3.170E-09  -1.321E-07   -0.008483    0.000000   -0.000012 
         ~73         INV Combination         Max   2.621E-08   1.321E-07   -0.007553    0.000000  -8.500E-06 
         ~73         INV Combination         Min  -2.621E-08  -1.321E-07   -0.008483    0.000000   -0.000012 
         ~74          PP   LinStatic                0.000000  -2.097E-12   -0.006073    0.000000  -8.377E-06 
         ~74        PERM   LinStatic                0.000000   3.120E-11   -0.001644    0.000000  -4.800E-06 
         ~74        NEVE   LinStatic                0.000000   2.135E-11   -0.000697    0.000000  -3.284E-06 
         ~74      VENTOX   LinStatic                0.000000   1.508E-11    0.000172    0.000000   7.614E-07 
         ~74      VENTOY   LinStatic                0.000000  -1.470E-08    0.000155    0.000000   3.132E-07 
         ~74      SISMAX LinRespSpec         Max   4.253E-08   6.217E-08   7.934E-07    0.000000   7.449E-07 
         ~74      SISMAY LinRespSpec         Max   5.144E-09   2.709E-07    0.000052    0.000000   1.650E-06 
         ~74        TERM   LinStatic                0.000000   1.757E-12   3.883E-06    0.000000   1.015E-07 
         ~74       COMB1 Combination         Max    0.000000   3.086E-11   -0.007714    0.000000   -0.000013 
         ~74       COMB1 Combination         Min    0.000000   3.086E-11   -0.007714    0.000000   -0.000013 
         ~74       COMB2 Combination         Max    0.000000   5.220E-11   -0.008411    0.000000   -0.000016 
         ~74       COMB2 Combination         Min    0.000000   5.220E-11   -0.008411    0.000000   -0.000016 
         ~74       COMB3 Combination         Max    0.000000   4.593E-11   -0.007542    0.000000   -0.000012 
         ~74       COMB3 Combination         Min    0.000000   4.593E-11   -0.007542    0.000000   -0.000012 
         ~74       COMB4 Combination         Max    0.000000  -1.467E-08   -0.007559    0.000000   -0.000013 
         ~74       COMB4 Combination         Min    0.000000  -1.467E-08   -0.007559    0.000000   -0.000013 
         ~74       COMB5 Combination         Max    0.000000   6.728E-11   -0.008239    0.000000   -0.000016 
         ~74       COMB5 Combination         Min    0.000000   6.728E-11   -0.008239    0.000000   -0.000016 
         ~74       COMB6 Combination         Max    0.000000  -1.464E-08   -0.008256    0.000000   -0.000016 
         ~74       COMB6 Combination         Min    0.000000  -1.464E-08   -0.008256    0.000000   -0.000016 
         ~74       COMB7 Combination         Max    0.000000   2.734E-11   -0.007722    0.000000   -0.000013 
         ~74       COMB7 Combination         Min    0.000000   2.734E-11   -0.007722    0.000000   -0.000013 
         ~74       COMB8 Combination         Max    0.000000   4.869E-11   -0.008419    0.000000   -0.000017 
         ~74       COMB8 Combination         Min    0.000000   4.869E-11   -0.008419    0.000000   -0.000017 
         ~74       COMB9 Combination         Max    0.000000   4.242E-11   -0.007550    0.000000   -0.000013 
         ~74       COMB9 Combination         Min    0.000000   4.242E-11   -0.007550    0.000000   -0.000013 
         ~74      COMB10 Combination         Max    0.000000  -1.467E-08   -0.007566    0.000000   -0.000013 
         ~74      COMB10 Combination         Min    0.000000  -1.467E-08   -0.007566    0.000000   -0.000013 
         ~74      COMB11 Combination         Max    0.000000   6.376E-11   -0.008247    0.000000   -0.000016 
         ~74      COMB11 Combination         Min    0.000000   6.376E-11   -0.008247    0.000000   -0.000016 
         ~74      COMB12 Combination         Max    0.000000  -1.465E-08   -0.008264    0.000000   -0.000016 
         ~74      COMB12 Combination         Min    0.000000  -1.465E-08   -0.008264    0.000000   -0.000016 
         ~74      COMB13 Combination         Max   4.253E-08   6.222E-08   -0.008414    0.000000   -0.000016 
         ~74      COMB13 Combination         Min  -4.253E-08  -6.212E-08   -0.008416    0.000000   -0.000017 
         ~74      COMB14 Combination         Max   5.144E-09   2.710E-07   -0.008363    0.000000   -0.000015 
         ~74      COMB14 Combination         Min  -5.144E-09  -2.709E-07   -0.008467    0.000000   -0.000018 
         ~74         INV Combination         Max   4.253E-08   2.710E-07   -0.007542    0.000000   -0.000012 
         ~74         INV Combination         Min  -4.253E-08  -2.709E-07   -0.008467    0.000000   -0.000018 
         ~75          PP   LinStatic                0.000000   3.871E-12   -0.006067    0.000000  -7.240E-06 
         ~75        PERM   LinStatic                0.000000   4.359E-11   -0.001640    0.000000  -4.515E-06 
         ~75        NEVE   LinStatic                0.000000   2.983E-11   -0.000695    0.000000  -3.089E-06 
         ~75      VENTOX   LinStatic                0.000000   1.581E-11    0.000171    0.000000   7.135E-07 
         ~75      VENTOY   LinStatic                0.000000  -1.123E-08    0.000155    0.000000   2.698E-07 
         ~75      SISMAX LinRespSpec         Max   4.253E-08   6.262E-08   3.067E-07    0.000000   7.448E-07 
         ~75      SISMAY LinRespSpec         Max   5.144E-09   2.696E-07    0.000051    0.000000   1.637E-06 
         ~75        TERM   LinStatic                0.000000   8.355E-12   3.795E-06    0.000000   1.005E-07 
         ~75       COMB1 Combination         Max    0.000000   5.582E-11   -0.007703    0.000000   -0.000012 
         ~75       COMB1 Combination         Min    0.000000   5.582E-11   -0.007703    0.000000   -0.000012 
         ~75       COMB2 Combination         Max    0.000000   8.565E-11   -0.008398    0.000000   -0.000015 
         ~75       COMB2 Combination         Min    0.000000   8.565E-11   -0.008398    0.000000   -0.000015 
         ~75       COMB3 Combination         Max    0.000000   7.163E-11   -0.007532    0.000000   -0.000011 
         ~75       COMB3 Combination         Min    0.000000   7.163E-11   -0.007532    0.000000   -0.000011 
         ~75       COMB4 Combination         Max    0.000000  -1.117E-08   -0.007548    0.000000   -0.000011 
         ~75       COMB4 Combination         Min    0.000000  -1.117E-08   -0.007548    0.000000   -0.000011 
         ~75       COMB5 Combination         Max    0.000000   1.015E-10   -0.008227    0.000000   -0.000014 
         ~75       COMB5 Combination         Min    0.000000   1.015E-10   -0.008227    0.000000   -0.000014 
         ~75       COMB6 Combination         Max    0.000000  -1.114E-08   -0.008243    0.000000   -0.000014 
         ~75       COMB6 Combination         Min    0.000000  -1.114E-08   -0.008243    0.000000   -0.000014 
         ~75       COMB7 Combination         Max    0.000000   3.911E-11   -0.007711    0.000000   -0.000012 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

487/ 799 

 
         ~75       COMB7 Combination         Min    0.000000   3.911E-11   -0.007711    0.000000   -0.000012 
         ~75       COMB8 Combination         Max    0.000000   6.894E-11   -0.008405    0.000000   -0.000015 
         ~75       COMB8 Combination         Min    0.000000   6.894E-11   -0.008405    0.000000   -0.000015 
         ~75       COMB9 Combination         Max    0.000000   5.492E-11   -0.007540    0.000000   -0.000011 
         ~75       COMB9 Combination         Min    0.000000   5.492E-11   -0.007540    0.000000   -0.000011 
         ~75      COMB10 Combination         Max    0.000000  -1.119E-08   -0.007556    0.000000   -0.000012 
         ~75      COMB10 Combination         Min    0.000000  -1.119E-08   -0.007556    0.000000   -0.000012 
         ~75      COMB11 Combination         Max    0.000000   8.475E-11   -0.008234    0.000000   -0.000014 
         ~75      COMB11 Combination         Min    0.000000   8.475E-11   -0.008234    0.000000   -0.000014 
         ~75      COMB12 Combination         Max    0.000000  -1.116E-08   -0.008250    0.000000   -0.000015 
         ~75      COMB12 Combination         Min    0.000000  -1.116E-08   -0.008250    0.000000   -0.000015 
         ~75      COMB13 Combination         Max   4.253E-08   6.270E-08   -0.008401    0.000000   -0.000014 
         ~75      COMB13 Combination         Min  -4.253E-08  -6.255E-08   -0.008402    0.000000   -0.000016 
         ~75      COMB14 Combination         Max   5.144E-09   2.696E-07   -0.008351    0.000000   -0.000013 
         ~75      COMB14 Combination         Min  -5.144E-09  -2.695E-07   -0.008452    0.000000   -0.000016 
         ~75         INV Combination         Max   4.253E-08   2.696E-07   -0.007532    0.000000   -0.000011 
         ~75         INV Combination         Min  -4.253E-08  -2.695E-07   -0.008452    0.000000   -0.000016 
         ~76          PP   LinStatic                0.000000   6.610E-12   -0.006062    0.000000  -3.785E-06 
         ~76        PERM   LinStatic                0.000000   3.739E-11   -0.001637    0.000000  -2.625E-06 
         ~76        NEVE   LinStatic                0.000000   2.558E-11   -0.000692    0.000000  -1.797E-06 
         ~76      VENTOX   LinStatic                0.000000   1.102E-11    0.000171    0.000000   4.131E-07 
         ~76      VENTOY   LinStatic                0.000000  -5.124E-09    0.000155    0.000000   1.405E-07 
         ~76      SISMAX LinRespSpec         Max   2.621E-08   3.677E-08   5.659E-07    0.000000   4.622E-07 
         ~76      SISMAY LinRespSpec         Max   3.170E-09   1.276E-07    0.000050    0.000000   1.008E-06 
         ~76        TERM   LinStatic                0.000000   1.002E-11   3.719E-06    0.000000   6.169E-08 
         ~76       COMB1 Combination         Max    0.000000   5.402E-11   -0.007696    0.000000  -6.348E-06 
         ~76       COMB1 Combination         Min    0.000000   5.402E-11   -0.007696    0.000000  -6.348E-06 
         ~76       COMB2 Combination         Max    0.000000   7.960E-11   -0.008388    0.000000  -8.145E-06 
         ~76       COMB2 Combination         Min    0.000000   7.960E-11   -0.008388    0.000000  -8.145E-06 
         ~76       COMB3 Combination         Max    0.000000   6.504E-11   -0.007525    0.000000  -5.935E-06 
         ~76       COMB3 Combination         Min    0.000000   6.504E-11   -0.007525    0.000000  -5.935E-06 
         ~76       COMB4 Combination         Max    0.000000  -5.070E-09   -0.007541    0.000000  -6.208E-06 
         ~76       COMB4 Combination         Min    0.000000  -5.070E-09   -0.007541    0.000000  -6.208E-06 
         ~76       COMB5 Combination         Max    0.000000   9.062E-11   -0.008217    0.000000  -7.732E-06 
         ~76       COMB5 Combination         Min    0.000000   9.062E-11   -0.008217    0.000000  -7.732E-06 
         ~76       COMB6 Combination         Max    0.000000  -5.044E-09   -0.008233    0.000000  -8.004E-06 
         ~76       COMB6 Combination         Min    0.000000  -5.044E-09   -0.008233    0.000000  -8.004E-06 
         ~76       COMB7 Combination         Max    0.000000   3.398E-11   -0.007703    0.000000  -6.471E-06 
         ~76       COMB7 Combination         Min    0.000000   3.398E-11   -0.007703    0.000000  -6.471E-06 
         ~76       COMB8 Combination         Max    0.000000   5.956E-11   -0.008396    0.000000  -8.268E-06 
         ~76       COMB8 Combination         Min    0.000000   5.956E-11   -0.008396    0.000000  -8.268E-06 
         ~76       COMB9 Combination         Max    0.000000   4.500E-11   -0.007532    0.000000  -6.058E-06 
         ~76       COMB9 Combination         Min    0.000000   4.500E-11   -0.007532    0.000000  -6.058E-06 
         ~76      COMB10 Combination         Max    0.000000  -5.090E-09   -0.007548    0.000000  -6.331E-06 
         ~76      COMB10 Combination         Min    0.000000  -5.090E-09   -0.007548    0.000000  -6.331E-06 
         ~76      COMB11 Combination         Max    0.000000   7.058E-11   -0.008225    0.000000  -7.855E-06 
         ~76      COMB11 Combination         Min    0.000000   7.058E-11   -0.008225    0.000000  -7.855E-06 
         ~76      COMB12 Combination         Max    0.000000  -5.064E-09   -0.008241    0.000000  -8.128E-06 
         ~76      COMB12 Combination         Min    0.000000  -5.064E-09   -0.008241    0.000000  -8.128E-06 
         ~76      COMB13 Combination         Max   2.621E-08   3.684E-08   -0.008391    0.000000  -7.744E-06 
         ~76      COMB13 Combination         Min  -2.621E-08  -3.670E-08   -0.008392    0.000000  -8.669E-06 
         ~76      COMB14 Combination         Max   3.170E-09   1.277E-07   -0.008342    0.000000  -7.199E-06 
         ~76      COMB14 Combination         Min  -3.170E-09  -1.276E-07   -0.008441    0.000000  -9.214E-06 
         ~76         INV Combination         Max   2.621E-08   1.277E-07   -0.007525    0.000000  -5.935E-06 
         ~76         INV Combination         Min  -2.621E-08  -1.276E-07   -0.008441    0.000000  -9.214E-06 
         ~77          PP   LinStatic                0.000000  -2.131E-11   -0.006058    0.000000  -2.628E-06 
         ~77        PERM   LinStatic                0.000000  -9.824E-11   -0.001633    0.000000  -2.686E-06 
         ~77        NEVE   LinStatic                0.000000  -6.722E-11   -0.000690    0.000000  -1.837E-06 
         ~77      VENTOX   LinStatic                0.000000  -2.874E-11    0.000170    0.000000   4.212E-07 
         ~77      VENTOY   LinStatic                0.000000   6.529E-09    0.000155    0.000000   1.336E-07 
         ~77      SISMAX LinRespSpec         Max   2.272E-08   4.405E-08   1.172E-06    0.000000   4.551E-07 
         ~77      SISMAY LinRespSpec         Max   1.764E-09   1.322E-07    0.000048    0.000000   1.079E-06 
         ~77        TERM   LinStatic                0.000000  -3.064E-11   3.576E-06    0.000000   1.388E-07 
         ~77       COMB1 Combination         Max    0.000000  -1.502E-10   -0.007687    0.000000  -5.176E-06 
         ~77       COMB1 Combination         Min    0.000000  -1.502E-10   -0.007687    0.000000  -5.176E-06 
         ~77       COMB2 Combination         Max    0.000000  -2.174E-10   -0.008377    0.000000  -7.013E-06 
         ~77       COMB2 Combination         Min    0.000000  -2.174E-10   -0.008377    0.000000  -7.013E-06 
         ~77       COMB3 Combination         Max    0.000000  -1.789E-10   -0.007517    0.000000  -4.754E-06 
         ~77       COMB3 Combination         Min    0.000000  -1.789E-10   -0.007517    0.000000  -4.754E-06 
         ~77       COMB4 Combination         Max    0.000000   6.379E-09   -0.007533    0.000000  -5.042E-06 
         ~77       COMB4 Combination         Min    0.000000   6.379E-09   -0.007533    0.000000  -5.042E-06 
         ~77       COMB5 Combination         Max    0.000000  -2.461E-10   -0.008207    0.000000  -6.592E-06 
         ~77       COMB5 Combination         Min    0.000000  -2.461E-10   -0.008207    0.000000  -6.592E-06 
         ~77       COMB6 Combination         Max    0.000000   6.311E-09   -0.008223    0.000000  -6.879E-06 
         ~77       COMB6 Combination         Min    0.000000   6.311E-09   -0.008223    0.000000  -6.879E-06 
         ~77       COMB7 Combination         Max    0.000000  -8.890E-11   -0.007695    0.000000  -5.453E-06 
         ~77       COMB7 Combination         Min    0.000000  -8.890E-11   -0.007695    0.000000  -5.453E-06 
         ~77       COMB8 Combination         Max    0.000000  -1.561E-10   -0.008384    0.000000  -7.290E-06 
         ~77       COMB8 Combination         Min    0.000000  -1.561E-10   -0.008384    0.000000  -7.290E-06 
         ~77       COMB9 Combination         Max    0.000000  -1.176E-10   -0.007525    0.000000  -5.032E-06 
         ~77       COMB9 Combination         Min    0.000000  -1.176E-10   -0.007525    0.000000  -5.032E-06 
         ~77      COMB10 Combination         Max    0.000000   6.440E-09   -0.007540    0.000000  -5.320E-06 
         ~77      COMB10 Combination         Min    0.000000   6.440E-09   -0.007540    0.000000  -5.320E-06 
         ~77      COMB11 Combination         Max    0.000000  -1.849E-10   -0.008214    0.000000  -6.869E-06 
         ~77      COMB11 Combination         Min    0.000000  -1.849E-10   -0.008214    0.000000  -6.869E-06 
         ~77      COMB12 Combination         Max    0.000000   6.373E-09   -0.008230    0.000000  -7.157E-06 
         ~77      COMB12 Combination         Min    0.000000   6.373E-09   -0.008230    0.000000  -7.157E-06 
         ~77      COMB13 Combination         Max   2.272E-08   4.386E-08   -0.008380    0.000000  -6.697E-06 
         ~77      COMB13 Combination         Min  -2.272E-08  -4.423E-08   -0.008382    0.000000  -7.607E-06 
         ~77      COMB14 Combination         Max   1.764E-09   1.320E-07   -0.008333    0.000000  -6.073E-06 
         ~77      COMB14 Combination         Min  -1.764E-09  -1.324E-07   -0.008429    0.000000  -8.230E-06 
         ~77         INV Combination         Max   2.272E-08   1.320E-07   -0.007517    0.000000  -4.754E-06 
         ~77         INV Combination         Min  -2.272E-08  -1.324E-07   -0.008429    0.000000  -8.230E-06 
         ~78          PP   LinStatic                0.000000  -4.460E-11   -0.006054    0.000000  -3.097E-06 
         ~78        PERM   LinStatic                0.000000  -2.122E-10   -0.001630    0.000000  -4.045E-06 
         ~78        NEVE   LinStatic                0.000000  -1.452E-10   -0.000688    0.000000  -2.767E-06 
         ~78      VENTOX   LinStatic                0.000000  -6.493E-11    0.000169    0.000000   6.310E-07 
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         ~78      VENTOY   LinStatic                0.000000   1.512E-08    0.000155    0.000000   1.719E-07 
         ~78      SISMAX LinRespSpec         Max   3.687E-08   7.748E-08   1.726E-06    0.000000   7.337E-07 
         ~78      SISMAY LinRespSpec         Max   2.863E-09   2.785E-07    0.000047    0.000000   1.726E-06 
         ~78        TERM   LinStatic                0.000000  -6.551E-11   3.403E-06    0.000000   2.227E-07 
         ~78       COMB1 Combination         Max    0.000000  -3.223E-10   -0.007681    0.000000  -6.919E-06 
         ~78       COMB1 Combination         Min    0.000000  -3.223E-10   -0.007681    0.000000  -6.919E-06 
         ~78       COMB2 Combination         Max    0.000000  -4.676E-10   -0.008368    0.000000  -9.686E-06 
         ~78       COMB2 Combination         Min    0.000000  -4.676E-10   -0.008368    0.000000  -9.686E-06 
         ~78       COMB3 Combination         Max    0.000000  -3.873E-10   -0.007511    0.000000  -6.288E-06 
         ~78       COMB3 Combination         Min    0.000000  -3.873E-10   -0.007511    0.000000  -6.288E-06 
         ~78       COMB4 Combination         Max    0.000000   1.480E-08   -0.007526    0.000000  -6.747E-06 
         ~78       COMB4 Combination         Min    0.000000   1.480E-08   -0.007526    0.000000  -6.747E-06 
         ~78       COMB5 Combination         Max    0.000000  -5.325E-10   -0.008199    0.000000  -9.055E-06 
         ~78       COMB5 Combination         Min    0.000000  -5.325E-10   -0.008199    0.000000  -9.055E-06 
         ~78       COMB6 Combination         Max    0.000000   1.465E-08   -0.008214    0.000000  -9.514E-06 
         ~78       COMB6 Combination         Min    0.000000   1.465E-08   -0.008214    0.000000  -9.514E-06 
         ~78       COMB7 Combination         Max    0.000000  -1.913E-10   -0.007687    0.000000  -7.364E-06 
         ~78       COMB7 Combination         Min    0.000000  -1.913E-10   -0.007687    0.000000  -7.364E-06 
         ~78       COMB8 Combination         Max    0.000000  -3.365E-10   -0.008375    0.000000   -0.000010 
         ~78       COMB8 Combination         Min    0.000000  -3.365E-10   -0.008375    0.000000   -0.000010 
         ~78       COMB9 Combination         Max    0.000000  -2.563E-10   -0.007518    0.000000  -6.733E-06 
         ~78       COMB9 Combination         Min    0.000000  -2.563E-10   -0.007518    0.000000  -6.733E-06 
         ~78      COMB10 Combination         Max    0.000000   1.493E-08   -0.007533    0.000000  -7.192E-06 
         ~78      COMB10 Combination         Min    0.000000   1.493E-08   -0.007533    0.000000  -7.192E-06 
         ~78      COMB11 Combination         Max    0.000000  -4.015E-10   -0.008205    0.000000  -9.500E-06 
         ~78      COMB11 Combination         Min    0.000000  -4.015E-10   -0.008205    0.000000  -9.500E-06 
         ~78      COMB12 Combination         Max    0.000000   1.478E-08   -0.008220    0.000000  -9.959E-06 
         ~78      COMB12 Combination         Min    0.000000   1.478E-08   -0.008220    0.000000  -9.959E-06 
         ~78      COMB13 Combination         Max   3.687E-08   7.707E-08   -0.008370    0.000000  -9.175E-06 
         ~78      COMB13 Combination         Min  -3.687E-08  -7.788E-08   -0.008373    0.000000   -0.000011 
         ~78      COMB14 Combination         Max   2.863E-09   2.781E-07   -0.008325    0.000000  -8.183E-06 
         ~78      COMB14 Combination         Min  -2.863E-09  -2.789E-07   -0.008418    0.000000   -0.000012 
         ~78         INV Combination         Max   3.687E-08   2.781E-07   -0.007511    0.000000  -6.288E-06 
         ~78         INV Combination         Min  -3.687E-08  -2.789E-07   -0.008418    0.000000   -0.000012 
         ~79          PP   LinStatic                0.000000  -5.698E-11   -0.006052    0.000000  -1.965E-06 
         ~79        PERM   LinStatic                0.000000  -2.758E-10   -0.001626    0.000000  -3.764E-06 
         ~79        NEVE   LinStatic                0.000000  -1.887E-10   -0.000685    0.000000  -2.575E-06 
         ~79      VENTOX   LinStatic                0.000000  -8.633E-11    0.000169    0.000000   5.837E-07 
         ~79      VENTOY   LinStatic                0.000000   2.035E-08    0.000154    0.000000   1.287E-07 
         ~79      SISMAX LinRespSpec         Max   3.687E-08   7.768E-08   2.356E-06    0.000000   7.342E-07 
         ~79      SISMAY LinRespSpec         Max   2.863E-09   2.816E-07    0.000045    0.000000   1.714E-06 
         ~79        TERM   LinStatic                0.000000  -8.467E-11   3.211E-06    0.000000   2.218E-07 
         ~79       COMB1 Combination         Max    0.000000  -4.175E-10   -0.007675    0.000000  -5.506E-06 
         ~79       COMB1 Combination         Min    0.000000  -4.175E-10   -0.007675    0.000000  -5.506E-06 
         ~79       COMB2 Combination         Max    0.000000  -6.062E-10   -0.008360    0.000000  -8.082E-06 
         ~79       COMB2 Combination         Min    0.000000  -6.062E-10   -0.008360    0.000000  -8.082E-06 
         ~79       COMB3 Combination         Max    0.000000  -5.038E-10   -0.007506    0.000000  -4.923E-06 
         ~79       COMB3 Combination         Min    0.000000  -5.038E-10   -0.007506    0.000000  -4.923E-06 
         ~79       COMB4 Combination         Max    0.000000   1.993E-08   -0.007521    0.000000  -5.378E-06 
         ~79       COMB4 Combination         Min    0.000000   1.993E-08   -0.007521    0.000000  -5.378E-06 
         ~79       COMB5 Combination         Max    0.000000  -6.925E-10   -0.008191    0.000000  -7.498E-06 
         ~79       COMB5 Combination         Min    0.000000  -6.925E-10   -0.008191    0.000000  -7.498E-06 
         ~79       COMB6 Combination         Max    0.000000   1.974E-08   -0.008206    0.000000  -7.953E-06 
         ~79       COMB6 Combination         Min    0.000000   1.974E-08   -0.008206    0.000000  -7.953E-06 
         ~79       COMB7 Combination         Max    0.000000  -2.481E-10   -0.007682    0.000000  -5.950E-06 
         ~79       COMB7 Combination         Min    0.000000  -2.481E-10   -0.007682    0.000000  -5.950E-06 
         ~79       COMB8 Combination         Max    0.000000  -4.369E-10   -0.008367    0.000000  -8.525E-06 
         ~79       COMB8 Combination         Min    0.000000  -4.369E-10   -0.008367    0.000000  -8.525E-06 
         ~79       COMB9 Combination         Max    0.000000  -3.345E-10   -0.007513    0.000000  -5.366E-06 
         ~79       COMB9 Combination         Min    0.000000  -3.345E-10   -0.007513    0.000000  -5.366E-06 
         ~79      COMB10 Combination         Max    0.000000   2.010E-08   -0.007527    0.000000  -5.821E-06 
         ~79      COMB10 Combination         Min    0.000000   2.010E-08   -0.007527    0.000000  -5.821E-06 
         ~79      COMB11 Combination         Max    0.000000  -5.232E-10   -0.008198    0.000000  -7.942E-06 
         ~79      COMB11 Combination         Min    0.000000  -5.232E-10   -0.008198    0.000000  -7.942E-06 
         ~79      COMB12 Combination         Max    0.000000   1.991E-08   -0.008212    0.000000  -8.397E-06 
         ~79      COMB12 Combination         Min    0.000000   1.991E-08   -0.008212    0.000000  -8.397E-06 
         ~79      COMB13 Combination         Max   3.687E-08   7.716E-08   -0.008361    0.000000  -7.569E-06 
         ~79      COMB13 Combination         Min  -3.687E-08  -7.820E-08   -0.008366    0.000000  -9.038E-06 
         ~79      COMB14 Combination         Max   2.863E-09   2.810E-07   -0.008318    0.000000  -6.590E-06 
         ~79      COMB14 Combination         Min  -2.863E-09  -2.821E-07   -0.008409    0.000000   -0.000010 
         ~79         INV Combination         Max   3.687E-08   2.810E-07   -0.007506    0.000000  -4.923E-06 
         ~79         INV Combination         Min  -3.687E-08  -2.821E-07   -0.008409    0.000000   -0.000010 
         ~80          PP   LinStatic                0.000000  -4.629E-11   -0.006052    0.000000  -5.133E-07 
         ~80        PERM   LinStatic                0.000000  -2.265E-10   -0.001624    0.000000  -2.161E-06 
         ~80        NEVE   LinStatic                0.000000  -1.550E-10   -0.000683    0.000000  -1.479E-06 
         ~80      VENTOX   LinStatic                0.000000  -7.191E-11    0.000169    0.000000   3.329E-07 
         ~80      VENTOY   LinStatic                0.000000   1.707E-08    0.000154    0.000000   5.300E-08 
         ~80      SISMAX LinRespSpec         Max   2.272E-08   4.523E-08   2.921E-06    0.000000   4.561E-07 
         ~80      SISMAY LinRespSpec         Max   1.764E-09   1.398E-07    0.000044    0.000000   1.056E-06 
         ~80        TERM   LinStatic                0.000000  -6.929E-11   3.040E-06    0.000000   1.371E-07 
         ~80       COMB1 Combination         Max    0.000000  -3.421E-10   -0.007672    0.000000  -2.537E-06 
         ~80       COMB1 Combination         Min    0.000000  -3.421E-10   -0.007672    0.000000  -2.537E-06 
         ~80       COMB2 Combination         Max    0.000000  -4.971E-10   -0.008356    0.000000  -4.016E-06 
         ~80       COMB2 Combination         Min    0.000000  -4.971E-10   -0.008356    0.000000  -4.016E-06 
         ~80       COMB3 Combination         Max    0.000000  -4.140E-10   -0.007504    0.000000  -2.204E-06 
         ~80       COMB3 Combination         Min    0.000000  -4.140E-10   -0.007504    0.000000  -2.204E-06 
         ~80       COMB4 Combination         Max    0.000000   1.673E-08   -0.007518    0.000000  -2.484E-06 
         ~80       COMB4 Combination         Min    0.000000   1.673E-08   -0.007518    0.000000  -2.484E-06 
         ~80       COMB5 Combination         Max    0.000000  -5.690E-10   -0.008187    0.000000  -3.683E-06 
         ~80       COMB5 Combination         Min    0.000000  -5.690E-10   -0.008187    0.000000  -3.683E-06 
         ~80       COMB6 Combination         Max    0.000000   1.657E-08   -0.008202    0.000000  -3.963E-06 
         ~80       COMB6 Combination         Min    0.000000   1.657E-08   -0.008202    0.000000  -3.963E-06 
         ~80       COMB7 Combination         Max    0.000000  -2.035E-10   -0.007679    0.000000  -2.811E-06 
         ~80       COMB7 Combination         Min    0.000000  -2.035E-10   -0.007679    0.000000  -2.811E-06 
         ~80       COMB8 Combination         Max    0.000000  -3.585E-10   -0.008362    0.000000  -4.291E-06 
         ~80       COMB8 Combination         Min    0.000000  -3.585E-10   -0.008362    0.000000  -4.291E-06 
         ~80       COMB9 Combination         Max    0.000000  -2.754E-10   -0.007510    0.000000  -2.479E-06 
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         ~80       COMB9 Combination         Min    0.000000  -2.754E-10   -0.007510    0.000000  -2.479E-06 
         ~80      COMB10 Combination         Max    0.000000   1.687E-08   -0.007524    0.000000  -2.758E-06 
         ~80      COMB10 Combination         Min    0.000000   1.687E-08   -0.007524    0.000000  -2.758E-06 
         ~80      COMB11 Combination         Max    0.000000  -4.304E-10   -0.008193    0.000000  -3.958E-06 
         ~80      COMB11 Combination         Min    0.000000  -4.304E-10   -0.008193    0.000000  -3.958E-06 
         ~80      COMB12 Combination         Max    0.000000   1.671E-08   -0.008208    0.000000  -4.238E-06 
         ~80      COMB12 Combination         Min    0.000000   1.671E-08   -0.008208    0.000000  -4.238E-06 
         ~80      COMB13 Combination         Max   2.272E-08   4.480E-08   -0.008356    0.000000  -3.697E-06 
         ~80      COMB13 Combination         Min  -2.272E-08  -4.566E-08   -0.008362    0.000000  -4.610E-06 
         ~80      COMB14 Combination         Max   1.764E-09   1.394E-07   -0.008315    0.000000  -3.097E-06 
         ~80      COMB14 Combination         Min  -1.764E-09  -1.402E-07   -0.008403    0.000000  -5.210E-06 
         ~80         INV Combination         Max   2.272E-08   1.394E-07   -0.007504    0.000000  -2.204E-06 
         ~80         INV Combination         Min  -2.272E-08  -1.402E-07   -0.008403    0.000000  -5.210E-06 
         ~81          PP   LinStatic                0.000000  -5.112E-11   -0.006047    0.000000  -6.387E-06 
         ~81        PERM   LinStatic                0.000000  -2.336E-10   -0.001619    0.000000  -4.163E-06 
         ~81        NEVE   LinStatic                0.000000  -1.598E-10   -0.000680    0.000000  -2.847E-06 
         ~81      VENTOX   LinStatic                0.000000  -7.132E-11    0.000168    0.000000   6.710E-07 
         ~81      VENTOY   LinStatic                0.000000  -1.691E-08    0.000181    0.000000   1.057E-06 
         ~81      SISMAX LinRespSpec         Max   2.746E-08   5.569E-08   3.596E-06    0.000000   4.992E-07 
         ~81      SISMAY LinRespSpec         Max   3.564E-09   1.334E-07    0.000042    0.000000   1.236E-06 
         ~81        TERM   LinStatic                0.000000  -7.482E-11   2.730E-06    0.000000   2.993E-07 
         ~81       COMB1 Combination         Max    0.000000  -3.595E-10   -0.007663    0.000000   -0.000010 
         ~81       COMB1 Combination         Min    0.000000  -3.595E-10   -0.007663    0.000000   -0.000010 
         ~81       COMB2 Combination         Max    0.000000  -5.194E-10   -0.008344    0.000000   -0.000013 
         ~81       COMB2 Combination         Min    0.000000  -5.194E-10   -0.008344    0.000000   -0.000013 
         ~81       COMB3 Combination         Max    0.000000  -4.309E-10   -0.007496    0.000000  -9.579E-06 
         ~81       COMB3 Combination         Min    0.000000  -4.309E-10   -0.007496    0.000000  -9.579E-06 
         ~81       COMB4 Combination         Max    0.000000  -1.727E-08   -0.007483    0.000000  -9.193E-06 
         ~81       COMB4 Combination         Min    0.000000  -1.727E-08   -0.007483    0.000000  -9.193E-06 
         ~81       COMB5 Combination         Max    0.000000  -5.907E-10   -0.008176    0.000000   -0.000012 
         ~81       COMB5 Combination         Min    0.000000  -5.907E-10   -0.008176    0.000000   -0.000012 
         ~81       COMB6 Combination         Max    0.000000  -1.743E-08   -0.008163    0.000000   -0.000012 
         ~81       COMB6 Combination         Min    0.000000  -1.743E-08   -0.008163    0.000000   -0.000012 
         ~81       COMB7 Combination         Max    0.000000  -2.099E-10   -0.007669    0.000000   -0.000011 
         ~81       COMB7 Combination         Min    0.000000  -2.099E-10   -0.007669    0.000000   -0.000011 
         ~81       COMB8 Combination         Max    0.000000  -3.697E-10   -0.008349    0.000000   -0.000014 
         ~81       COMB8 Combination         Min    0.000000  -3.697E-10   -0.008349    0.000000   -0.000014 
         ~81       COMB9 Combination         Max    0.000000  -2.812E-10   -0.007501    0.000000   -0.000010 
         ~81       COMB9 Combination         Min    0.000000  -2.812E-10   -0.007501    0.000000   -0.000010 
         ~81      COMB10 Combination         Max    0.000000  -1.712E-08   -0.007488    0.000000  -9.792E-06 
         ~81      COMB10 Combination         Min    0.000000  -1.712E-08   -0.007488    0.000000  -9.792E-06 
         ~81      COMB11 Combination         Max    0.000000  -4.410E-10   -0.008181    0.000000   -0.000013 
         ~81      COMB11 Combination         Min    0.000000  -4.410E-10   -0.008181    0.000000   -0.000013 
         ~81      COMB12 Combination         Max    0.000000  -1.728E-08   -0.008168    0.000000   -0.000013 
         ~81      COMB12 Combination         Min    0.000000  -1.728E-08   -0.008168    0.000000   -0.000013 
         ~81      COMB13 Combination         Max   2.746E-08   5.525E-08   -0.008343    0.000000   -0.000013 
         ~81      COMB13 Combination         Min  -2.746E-08  -5.613E-08   -0.008350    0.000000   -0.000014 
         ~81      COMB14 Combination         Max   3.564E-09   1.329E-07   -0.008304    0.000000   -0.000012 
         ~81      COMB14 Combination         Min  -3.564E-09  -1.338E-07   -0.008389    0.000000   -0.000015 
         ~81         INV Combination         Max   2.746E-08   1.329E-07   -0.007483    0.000000  -9.193E-06 
         ~81         INV Combination         Min  -2.746E-08  -1.338E-07   -0.008389    0.000000   -0.000015 
         ~82          PP   LinStatic                0.000000  -7.037E-11   -0.006038    0.000000  -9.156E-06 
         ~82        PERM   LinStatic                0.000000  -2.954E-10   -0.001614    0.000000  -6.428E-06 
         ~82        NEVE   LinStatic                0.000000  -2.021E-10   -0.000677    0.000000  -4.398E-06 
         ~82      VENTOX   LinStatic                0.000000  -8.470E-11    0.000167    0.000000   1.034E-06 
         ~82      VENTOY   LinStatic                0.000000  -1.995E-08    0.000180    0.000000   1.652E-06 
         ~82      SISMAX LinRespSpec         Max   4.457E-08   9.864E-08   4.215E-06    0.000000   8.054E-07 
         ~82      SISMAY LinRespSpec         Max   5.784E-09   2.729E-07    0.000041    0.000000   1.981E-06 
         ~82        TERM   LinStatic                0.000000  -1.000E-10   2.358E-06    0.000000   4.816E-07 
         ~82       COMB1 Combination         Max    0.000000  -4.658E-10   -0.007650    0.000000   -0.000015 
         ~82       COMB1 Combination         Min    0.000000  -4.658E-10   -0.007650    0.000000   -0.000015 
         ~82       COMB2 Combination         Max    0.000000  -6.679E-10   -0.008327    0.000000   -0.000020 
         ~82       COMB2 Combination         Min    0.000000  -6.679E-10   -0.008327    0.000000   -0.000020 
         ~82       COMB3 Combination         Max    0.000000  -5.505E-10   -0.007483    0.000000   -0.000014 
         ~82       COMB3 Combination         Min    0.000000  -5.505E-10   -0.007483    0.000000   -0.000014 
         ~82       COMB4 Combination         Max    0.000000  -2.042E-08   -0.007471    0.000000   -0.000013 
         ~82       COMB4 Combination         Min    0.000000  -2.042E-08   -0.007471    0.000000   -0.000013 
         ~82       COMB5 Combination         Max    0.000000  -7.526E-10   -0.008160    0.000000   -0.000018 
         ~82       COMB5 Combination         Min    0.000000  -7.526E-10   -0.008160    0.000000   -0.000018 
         ~82       COMB6 Combination         Max    0.000000  -2.062E-08   -0.008147    0.000000   -0.000018 
         ~82       COMB6 Combination         Min    0.000000  -2.062E-08   -0.008147    0.000000   -0.000018 
         ~82       COMB7 Combination         Max    0.000000  -2.658E-10   -0.007655    0.000000   -0.000016 
         ~82       COMB7 Combination         Min    0.000000  -2.658E-10   -0.007655    0.000000   -0.000016 
         ~82       COMB8 Combination         Max    0.000000  -4.679E-10   -0.008332    0.000000   -0.000020 
         ~82       COMB8 Combination         Min    0.000000  -4.679E-10   -0.008332    0.000000   -0.000020 
         ~82       COMB9 Combination         Max    0.000000  -3.505E-10   -0.007488    0.000000   -0.000015 
         ~82       COMB9 Combination         Min    0.000000  -3.505E-10   -0.007488    0.000000   -0.000015 
         ~82      COMB10 Combination         Max    0.000000  -2.022E-08   -0.007475    0.000000   -0.000014 
         ~82      COMB10 Combination         Min    0.000000  -2.022E-08   -0.007475    0.000000   -0.000014 
         ~82      COMB11 Combination         Max    0.000000  -5.526E-10   -0.008165    0.000000   -0.000019 
         ~82      COMB11 Combination         Min    0.000000  -5.526E-10   -0.008165    0.000000   -0.000019 
         ~82      COMB12 Combination         Max    0.000000  -2.042E-08   -0.008152    0.000000   -0.000019 
         ~82      COMB12 Combination         Min    0.000000  -2.042E-08   -0.008152    0.000000   -0.000019 
         ~82      COMB13 Combination         Max   4.457E-08   9.807E-08   -0.008325    0.000000   -0.000019 
         ~82      COMB13 Combination         Min  -4.457E-08  -9.921E-08   -0.008334    0.000000   -0.000021 
         ~82      COMB14 Combination         Max   5.784E-09   2.724E-07   -0.008288    0.000000   -0.000018 
         ~82      COMB14 Combination         Min  -5.784E-09  -2.735E-07   -0.008370    0.000000   -0.000022 
         ~82         INV Combination         Max   4.457E-08   2.724E-07   -0.007471    0.000000   -0.000013 
         ~82         INV Combination         Min  -4.457E-08  -2.735E-07   -0.008370    0.000000   -0.000022 
         ~83          PP   LinStatic                0.000000  -6.403E-11   -0.006031    0.000000  -8.029E-06 
         ~83        PERM   LinStatic                0.000000  -2.406E-10   -0.001609    0.000000  -6.152E-06 
         ~83        NEVE   LinStatic                0.000000  -1.646E-10   -0.000673    0.000000  -4.209E-06 
         ~83      VENTOX   LinStatic                0.000000  -6.257E-11    0.000166    0.000000   9.876E-07 
         ~83      VENTOY   LinStatic                0.000000  -1.458E-08    0.000178    0.000000   1.602E-06 
         ~83      SISMAX LinRespSpec         Max   4.457E-08   9.886E-08   4.912E-06    0.000000   8.066E-07 
         ~83      SISMAY LinRespSpec         Max   5.784E-09   2.745E-07    0.000039    0.000000   1.971E-06 
         ~83        TERM   LinStatic                0.000000  -8.775E-11   1.940E-06    0.000000   4.810E-07 
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         ~83       COMB1 Combination         Max    0.000000  -3.924E-10   -0.007638    0.000000   -0.000014 
         ~83       COMB1 Combination         Min    0.000000  -3.924E-10   -0.007638    0.000000   -0.000014 
         ~83       COMB2 Combination         Max    0.000000  -5.570E-10   -0.008311    0.000000   -0.000018 
         ~83       COMB2 Combination         Min    0.000000  -5.570E-10   -0.008311    0.000000   -0.000018 
         ~83       COMB3 Combination         Max    0.000000  -4.550E-10   -0.007472    0.000000   -0.000013 
         ~83       COMB3 Combination         Min    0.000000  -4.550E-10   -0.007472    0.000000   -0.000013 
         ~83       COMB4 Combination         Max    0.000000  -1.498E-08   -0.007460    0.000000   -0.000012 
         ~83       COMB4 Combination         Min    0.000000  -1.498E-08   -0.007460    0.000000   -0.000012 
         ~83       COMB5 Combination         Max    0.000000  -6.196E-10   -0.008145    0.000000   -0.000017 
         ~83       COMB5 Combination         Min    0.000000  -6.196E-10   -0.008145    0.000000   -0.000017 
         ~83       COMB6 Combination         Max    0.000000  -1.514E-08   -0.008133    0.000000   -0.000016 
         ~83       COMB6 Combination         Min    0.000000  -1.514E-08   -0.008133    0.000000   -0.000016 
         ~83       COMB7 Combination         Max    0.000000  -2.169E-10   -0.007642    0.000000   -0.000015 
         ~83       COMB7 Combination         Min    0.000000  -2.169E-10   -0.007642    0.000000   -0.000015 
         ~83       COMB8 Combination         Max    0.000000  -3.815E-10   -0.008315    0.000000   -0.000019 
         ~83       COMB8 Combination         Min    0.000000  -3.815E-10   -0.008315    0.000000   -0.000019 
         ~83       COMB9 Combination         Max    0.000000  -2.795E-10   -0.007475    0.000000   -0.000014 
         ~83       COMB9 Combination         Min    0.000000  -2.795E-10   -0.007475    0.000000   -0.000014 
         ~83      COMB10 Combination         Max    0.000000  -1.480E-08   -0.007463    0.000000   -0.000013 
         ~83      COMB10 Combination         Min    0.000000  -1.480E-08   -0.007463    0.000000   -0.000013 
         ~83      COMB11 Combination         Max    0.000000  -4.441E-10   -0.008148    0.000000   -0.000018 
         ~83      COMB11 Combination         Min    0.000000  -4.441E-10   -0.008148    0.000000   -0.000018 
         ~83      COMB12 Combination         Max    0.000000  -1.496E-08   -0.008137    0.000000   -0.000017 
         ~83      COMB12 Combination         Min    0.000000  -1.496E-08   -0.008137    0.000000   -0.000017 
         ~83      COMB13 Combination         Max   4.457E-08   9.839E-08   -0.008308    0.000000   -0.000018 
         ~83      COMB13 Combination         Min  -4.457E-08  -9.933E-08   -0.008318    0.000000   -0.000019 
         ~83      COMB14 Combination         Max   5.784E-09   2.740E-07   -0.008274    0.000000   -0.000016 
         ~83      COMB14 Combination         Min  -5.784E-09  -2.749E-07   -0.008352    0.000000   -0.000020 
         ~83         INV Combination         Max   4.457E-08   2.740E-07   -0.007460    0.000000   -0.000012 
         ~83         INV Combination         Min  -4.457E-08  -2.749E-07   -0.008352    0.000000   -0.000020 
         ~84          PP   LinStatic                0.000000  -3.831E-11   -0.006026    0.000000  -4.281E-06 
         ~84        PERM   LinStatic                0.000000  -1.231E-10   -0.001604    0.000000  -3.646E-06 
         ~84        NEVE   LinStatic                0.000000  -8.422E-11   -0.000670    0.000000  -2.495E-06 
         ~84      VENTOX   LinStatic                0.000000  -2.667E-11    0.000165    0.000000   5.841E-07 
         ~84      VENTOY   LinStatic                0.000000  -6.073E-09    0.000177    0.000000   9.633E-07 
         ~84      SISMAX LinRespSpec         Max   2.746E-08   5.736E-08   5.536E-06    0.000000   5.014E-07 
         ~84      SISMAY LinRespSpec         Max   3.564E-09   1.342E-07    0.000038    0.000000   1.217E-06 
         ~84        TERM   LinStatic                0.000000  -5.011E-11   1.569E-06    0.000000   2.982E-07 
         ~84       COMB1 Combination         Max    0.000000  -2.115E-10   -0.007629    0.000000  -7.629E-06 
         ~84       COMB1 Combination         Min    0.000000  -2.115E-10   -0.007629    0.000000  -7.629E-06 
         ~84       COMB2 Combination         Max    0.000000  -2.957E-10   -0.008299    0.000000   -0.000010 
         ~84       COMB2 Combination         Min    0.000000  -2.957E-10   -0.008299    0.000000   -0.000010 
         ~84       COMB3 Combination         Max    0.000000  -2.382E-10   -0.007463    0.000000  -7.045E-06 
         ~84       COMB3 Combination         Min    0.000000  -2.382E-10   -0.007463    0.000000  -7.045E-06 
         ~84       COMB4 Combination         Max    0.000000  -6.284E-09   -0.007452    0.000000  -6.666E-06 
         ~84       COMB4 Combination         Min    0.000000  -6.284E-09   -0.007452    0.000000  -6.666E-06 
         ~84       COMB5 Combination         Max    0.000000  -3.224E-10   -0.008133    0.000000  -9.541E-06 
         ~84       COMB5 Combination         Min    0.000000  -3.224E-10   -0.008133    0.000000  -9.541E-06 
         ~84       COMB6 Combination         Max    0.000000  -6.369E-09   -0.008122    0.000000  -9.161E-06 
         ~84       COMB6 Combination         Min    0.000000  -6.369E-09   -0.008122    0.000000  -9.161E-06 
         ~84       COMB7 Combination         Max    0.000000  -1.113E-10   -0.007632    0.000000  -8.226E-06 
         ~84       COMB7 Combination         Min    0.000000  -1.113E-10   -0.007632    0.000000  -8.226E-06 
         ~84       COMB8 Combination         Max    0.000000  -1.955E-10   -0.008302    0.000000   -0.000011 
         ~84       COMB8 Combination         Min    0.000000  -1.955E-10   -0.008302    0.000000   -0.000011 
         ~84       COMB9 Combination         Max    0.000000  -1.380E-10   -0.007466    0.000000  -7.642E-06 
         ~84       COMB9 Combination         Min    0.000000  -1.380E-10   -0.007466    0.000000  -7.642E-06 
         ~84      COMB10 Combination         Max    0.000000  -6.184E-09   -0.007455    0.000000  -7.262E-06 
         ~84      COMB10 Combination         Min    0.000000  -6.184E-09   -0.007455    0.000000  -7.262E-06 
         ~84      COMB11 Combination         Max    0.000000  -2.222E-10   -0.008136    0.000000   -0.000010 
         ~84      COMB11 Combination         Min    0.000000  -2.222E-10   -0.008136    0.000000   -0.000010 
         ~84      COMB12 Combination         Max    0.000000  -6.268E-09   -0.008125    0.000000  -9.758E-06 
         ~84      COMB12 Combination         Min    0.000000  -6.268E-09   -0.008125    0.000000  -9.758E-06 
         ~84      COMB13 Combination         Max   2.746E-08   5.711E-08   -0.008295    0.000000  -9.921E-06 
         ~84      COMB13 Combination         Min  -2.746E-08  -5.760E-08   -0.008306    0.000000   -0.000011 
         ~84      COMB14 Combination         Max   3.564E-09   1.340E-07   -0.008263    0.000000  -9.206E-06 
         ~84      COMB14 Combination         Min  -3.564E-09  -1.345E-07   -0.008338    0.000000   -0.000012 
         ~84         INV Combination         Max   2.746E-08   1.340E-07   -0.007452    0.000000  -6.666E-06 
         ~84         INV Combination         Min  -2.746E-08  -1.345E-07   -0.008338    0.000000   -0.000012 
         ~85          PP   LinStatic                0.000000   9.526E-11   -0.006021    0.000000  -3.404E-06 
         ~85        PERM   LinStatic                0.000000   2.472E-10   -0.001599    0.000000  -3.629E-06 
         ~85        NEVE   LinStatic                0.000000   1.691E-10   -0.000666    0.000000  -2.483E-06 
         ~85      VENTOX   LinStatic                0.000000   9.936E-12    0.000165    0.000000   5.959E-07 
         ~85      VENTOY   LinStatic                0.000000   5.404E-09    0.000176    0.000000   9.616E-07 
         ~85      SISMAX LinRespSpec         Max   2.126E-08   7.216E-08   6.352E-06    0.000000   6.511E-07 
         ~85      SISMAY LinRespSpec         Max   3.531E-09   1.192E-07    0.000036    0.000000   1.249E-06 
         ~85        TERM   LinStatic                0.000000   1.039E-10   9.810E-07    0.000000   5.307E-07 
         ~85       COMB1 Combination         Max    0.000000   4.463E-10   -0.007619    0.000000  -6.503E-06 
         ~85       COMB1 Combination         Min    0.000000   4.463E-10   -0.007619    0.000000  -6.503E-06 
         ~85       COMB2 Combination         Max    0.000000   6.154E-10   -0.008285    0.000000  -8.985E-06 
         ~85       COMB2 Combination         Min    0.000000   6.154E-10   -0.008285    0.000000  -8.985E-06 
         ~85       COMB3 Combination         Max    0.000000   4.562E-10   -0.007454    0.000000  -5.907E-06 
         ~85       COMB3 Combination         Min    0.000000   4.562E-10   -0.007454    0.000000  -5.907E-06 
         ~85       COMB4 Combination         Max    0.000000   5.850E-09   -0.007443    0.000000  -5.541E-06 
         ~85       COMB4 Combination         Min    0.000000   5.850E-09   -0.007443    0.000000  -5.541E-06 
         ~85       COMB5 Combination         Max    0.000000   6.253E-10   -0.008120    0.000000  -8.389E-06 
         ~85       COMB5 Combination         Min    0.000000   6.253E-10   -0.008120    0.000000  -8.389E-06 
         ~85       COMB6 Combination         Max    0.000000   6.019E-09   -0.008109    0.000000  -8.024E-06 
         ~85       COMB6 Combination         Min    0.000000   6.019E-09   -0.008109    0.000000  -8.024E-06 
         ~85       COMB7 Combination         Max    0.000000   2.386E-10   -0.007621    0.000000  -7.564E-06 
         ~85       COMB7 Combination         Min    0.000000   2.386E-10   -0.007621    0.000000  -7.564E-06 
         ~85       COMB8 Combination         Max    0.000000   4.077E-10   -0.008287    0.000000   -0.000010 
         ~85       COMB8 Combination         Min    0.000000   4.077E-10   -0.008287    0.000000   -0.000010 
         ~85       COMB9 Combination         Max    0.000000   2.485E-10   -0.007456    0.000000  -6.968E-06 
         ~85       COMB9 Combination         Min    0.000000   2.485E-10   -0.007456    0.000000  -6.968E-06 
         ~85      COMB10 Combination         Max    0.000000   5.642E-09   -0.007445    0.000000  -6.603E-06 
         ~85      COMB10 Combination         Min    0.000000   5.642E-09   -0.007445    0.000000  -6.603E-06 
         ~85      COMB11 Combination         Max    0.000000   4.176E-10   -0.008122    0.000000  -9.451E-06 
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         ~85      COMB11 Combination         Min    0.000000   4.176E-10   -0.008122    0.000000  -9.451E-06 
         ~85      COMB12 Combination         Max    0.000000   5.812E-09   -0.008111    0.000000  -9.085E-06 
         ~85      COMB12 Combination         Min    0.000000   5.812E-09   -0.008111    0.000000  -9.085E-06 
         ~85      COMB13 Combination         Max   2.126E-08   7.267E-08   -0.008280    0.000000  -8.865E-06 
         ~85      COMB13 Combination         Min  -2.126E-08  -7.164E-08   -0.008292    0.000000   -0.000010 
         ~85      COMB14 Combination         Max   3.531E-09   1.197E-07   -0.008250    0.000000  -8.267E-06 
         ~85      COMB14 Combination         Min  -3.531E-09  -1.187E-07   -0.008322    0.000000   -0.000011 
         ~85         INV Combination         Max   2.126E-08   1.197E-07   -0.007443    0.000000  -5.541E-06 
         ~85         INV Combination         Min  -2.126E-08  -1.187E-07   -0.008322    0.000000   -0.000011 
         ~86          PP   LinStatic                0.000000   2.219E-10   -0.006016    0.000000  -4.357E-06 
         ~86        PERM   LinStatic                0.000000   5.845E-10   -0.001594    0.000000  -5.574E-06 
         ~86        NEVE   LinStatic                0.000000   3.999E-10   -0.000663    0.000000  -3.814E-06 
         ~86      VENTOX   LinStatic                0.000000   1.618E-11    0.000164    0.000000   9.141E-07 
         ~86      VENTOY   LinStatic                0.000000   1.273E-08    0.000174    0.000000   1.500E-06 
         ~86      SISMAX LinRespSpec         Max   3.451E-08   1.279E-07   7.161E-06    0.000000   1.051E-06 
         ~86      SISMAY LinRespSpec         Max   5.731E-09   2.563E-07    0.000034    0.000000   2.004E-06 
         ~86        TERM   LinStatic                0.000000   2.367E-10   3.203E-07    0.000000   8.550E-07 
         ~86       COMB1 Combination         Max    0.000000   1.043E-09   -0.007610    0.000000  -9.077E-06 
         ~86       COMB1 Combination         Min    0.000000   1.043E-09   -0.007610    0.000000  -9.077E-06 
         ~86       COMB2 Combination         Max    0.000000   1.443E-09   -0.008273    0.000000   -0.000013 
         ~86       COMB2 Combination         Min    0.000000   1.443E-09   -0.008273    0.000000   -0.000013 
         ~86       COMB3 Combination         Max    0.000000   1.059E-09   -0.007446    0.000000  -8.162E-06 
         ~86       COMB3 Combination         Min    0.000000   1.059E-09   -0.007446    0.000000  -8.162E-06 
         ~86       COMB4 Combination         Max    0.000000   1.377E-08   -0.007436    0.000000  -7.576E-06 
         ~86       COMB4 Combination         Min    0.000000   1.377E-08   -0.007436    0.000000  -7.576E-06 
         ~86       COMB5 Combination         Max    0.000000   1.459E-09   -0.008110    0.000000   -0.000012 
         ~86       COMB5 Combination         Min    0.000000   1.459E-09   -0.008110    0.000000   -0.000012 
         ~86       COMB6 Combination         Max    0.000000   1.417E-08   -0.008099    0.000000   -0.000011 
         ~86       COMB6 Combination         Min    0.000000   1.417E-08   -0.008099    0.000000   -0.000011 
         ~86       COMB7 Combination         Max    0.000000   5.696E-10   -0.007611    0.000000   -0.000011 
         ~86       COMB7 Combination         Min    0.000000   5.696E-10   -0.007611    0.000000   -0.000011 
         ~86       COMB8 Combination         Max    0.000000   9.696E-10   -0.008274    0.000000   -0.000015 
         ~86       COMB8 Combination         Min    0.000000   9.696E-10   -0.008274    0.000000   -0.000015 
         ~86       COMB9 Combination         Max    0.000000   5.858E-10   -0.007447    0.000000  -9.872E-06 
         ~86       COMB9 Combination         Min    0.000000   5.858E-10   -0.007447    0.000000  -9.872E-06 
         ~86      COMB10 Combination         Max    0.000000   1.330E-08   -0.007436    0.000000  -9.286E-06 
         ~86      COMB10 Combination         Min    0.000000   1.330E-08   -0.007436    0.000000  -9.286E-06 
         ~86      COMB11 Combination         Max    0.000000   9.857E-10   -0.008110    0.000000   -0.000014 
         ~86      COMB11 Combination         Min    0.000000   9.857E-10   -0.008110    0.000000   -0.000014 
         ~86      COMB12 Combination         Max    0.000000   1.370E-08   -0.008100    0.000000   -0.000013 
         ~86      COMB12 Combination         Min    0.000000   1.370E-08   -0.008100    0.000000   -0.000013 
         ~86      COMB13 Combination         Max   3.451E-08   1.291E-07   -0.008267    0.000000   -0.000013 
         ~86      COMB13 Combination         Min  -3.451E-08  -1.267E-07   -0.008281    0.000000   -0.000015 
         ~86      COMB14 Combination         Max   5.731E-09   2.575E-07   -0.008239    0.000000   -0.000012 
         ~86      COMB14 Combination         Min  -5.731E-09  -2.551E-07   -0.008308    0.000000   -0.000016 
         ~86         INV Combination         Max   3.451E-08   2.575E-07   -0.007436    0.000000  -7.576E-06 
         ~86         INV Combination         Min  -3.451E-08  -2.551E-07   -0.008308    0.000000   -0.000016 
         ~87          PP   LinStatic                0.000000   2.993E-10   -0.006013    0.000000  -3.236E-06 
         ~87        PERM   LinStatic                0.000000   7.942E-10   -0.001590    0.000000  -5.303E-06 
         ~87        NEVE   LinStatic                0.000000   5.434E-10   -0.000660    0.000000  -3.629E-06 
         ~87      VENTOX   LinStatic                0.000000   1.741E-11    0.000163    0.000000   8.684E-07 
         ~87      VENTOY   LinStatic                0.000000   1.726E-08    0.000173    0.000000   1.452E-06 
         ~87      SISMAX LinRespSpec         Max   3.451E-08   1.276E-07   8.073E-06    0.000000   1.053E-06 
         ~87      SISMAY LinRespSpec         Max   5.731E-09   2.671E-07    0.000033    0.000000   1.995E-06 
         ~87        TERM   LinStatic                0.000000   3.161E-10  -4.214E-07    0.000000   8.550E-07 
         ~87       COMB1 Combination         Max    0.000000   1.410E-09   -0.007603    0.000000  -7.684E-06 
         ~87       COMB1 Combination         Min    0.000000   1.410E-09   -0.007603    0.000000  -7.684E-06 
         ~87       COMB2 Combination         Max    0.000000   1.953E-09   -0.008263    0.000000   -0.000011 
         ~87       COMB2 Combination         Min    0.000000   1.953E-09   -0.008263    0.000000   -0.000011 
         ~87       COMB3 Combination         Max    0.000000   1.427E-09   -0.007440    0.000000  -6.816E-06 
         ~87       COMB3 Combination         Min    0.000000   1.427E-09   -0.007440    0.000000  -6.816E-06 
         ~87       COMB4 Combination         Max    0.000000   1.867E-08   -0.007430    0.000000  -6.232E-06 
         ~87       COMB4 Combination         Min    0.000000   1.867E-08   -0.007430    0.000000  -6.232E-06 
         ~87       COMB5 Combination         Max    0.000000   1.971E-09   -0.008100    0.000000   -0.000010 
         ~87       COMB5 Combination         Min    0.000000   1.971E-09   -0.008100    0.000000   -0.000010 
         ~87       COMB6 Combination         Max    0.000000   1.922E-08   -0.008090    0.000000  -9.861E-06 
         ~87       COMB6 Combination         Min    0.000000   1.922E-08   -0.008090    0.000000  -9.861E-06 
         ~87       COMB7 Combination         Max    0.000000   7.775E-10   -0.007602    0.000000  -9.394E-06 
         ~87       COMB7 Combination         Min    0.000000   7.775E-10   -0.007602    0.000000  -9.394E-06 
         ~87       COMB8 Combination         Max    0.000000   1.321E-09   -0.008262    0.000000   -0.000013 
         ~87       COMB8 Combination         Min    0.000000   1.321E-09   -0.008262    0.000000   -0.000013 
         ~87       COMB9 Combination         Max    0.000000   7.949E-10   -0.007439    0.000000  -8.526E-06 
         ~87       COMB9 Combination         Min    0.000000   7.949E-10   -0.007439    0.000000  -8.526E-06 
         ~87      COMB10 Combination         Max    0.000000   1.804E-08   -0.007429    0.000000  -7.942E-06 
         ~87      COMB10 Combination         Min    0.000000   1.804E-08   -0.007429    0.000000  -7.942E-06 
         ~87      COMB11 Combination         Max    0.000000   1.338E-09   -0.008099    0.000000   -0.000012 
         ~87      COMB11 Combination         Min    0.000000   1.338E-09   -0.008099    0.000000   -0.000012 
         ~87      COMB12 Combination         Max    0.000000   1.859E-08   -0.008089    0.000000   -0.000012 
         ~87      COMB12 Combination         Min    0.000000   1.859E-08   -0.008089    0.000000   -0.000012 
         ~87      COMB13 Combination         Max   3.451E-08   1.292E-07   -0.008254    0.000000   -0.000011 
         ~87      COMB13 Combination         Min  -3.451E-08  -1.259E-07   -0.008271    0.000000   -0.000013 
         ~87      COMB14 Combination         Max   5.731E-09   2.688E-07   -0.008230    0.000000   -0.000010 
         ~87      COMB14 Combination         Min  -5.731E-09  -2.655E-07   -0.008295    0.000000   -0.000014 
         ~87         INV Combination         Max   3.451E-08   2.688E-07   -0.007429    0.000000  -6.232E-06 
         ~87         INV Combination         Min  -3.451E-08  -2.655E-07   -0.008295    0.000000   -0.000014 
         ~88          PP   LinStatic                0.000000   2.515E-10   -0.006011    0.000000  -1.309E-06 
         ~88        PERM   LinStatic                0.000000   6.703E-10   -0.001586    0.000000  -3.123E-06 
         ~88        NEVE   LinStatic                0.000000   4.586E-10   -0.000657    0.000000  -2.137E-06 
         ~88      VENTOX   LinStatic                0.000000   1.241E-11    0.000162    0.000000   5.106E-07 
         ~88      VENTOY   LinStatic                0.000000   1.455E-08    0.000172    0.000000   8.710E-07 
         ~88      SISMAX LinRespSpec         Max   2.126E-08   7.354E-08   8.888E-06    0.000000   6.548E-07 
         ~88      SISMAY LinRespSpec         Max   3.531E-09   1.404E-07    0.000031    0.000000   1.233E-06 
         ~88        TERM   LinStatic                0.000000   2.640E-10  -1.082E-06    0.000000   5.307E-07 
         ~88       COMB1 Combination         Max    0.000000   1.186E-09   -0.007598    0.000000  -3.902E-06 
         ~88       COMB1 Combination         Min    0.000000   1.186E-09   -0.007598    0.000000  -3.902E-06 
         ~88       COMB2 Combination         Max    0.000000   1.644E-09   -0.008256    0.000000  -6.039E-06 
         ~88       COMB2 Combination         Min    0.000000   1.644E-09   -0.008256    0.000000  -6.039E-06 
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         ~88       COMB3 Combination         Max    0.000000   1.198E-09   -0.007436    0.000000  -3.391E-06 
         ~88       COMB3 Combination         Min    0.000000   1.198E-09   -0.007436    0.000000  -3.391E-06 
         ~88       COMB4 Combination         Max    0.000000   1.574E-08   -0.007426    0.000000  -3.030E-06 
         ~88       COMB4 Combination         Min    0.000000   1.574E-08   -0.007426    0.000000  -3.030E-06 
         ~88       COMB5 Combination         Max    0.000000   1.657E-09   -0.008093    0.000000  -5.528E-06 
         ~88       COMB5 Combination         Min    0.000000   1.657E-09   -0.008093    0.000000  -5.528E-06 
         ~88       COMB6 Combination         Max    0.000000   1.620E-08   -0.008084    0.000000  -5.168E-06 
         ~88       COMB6 Combination         Min    0.000000   1.620E-08   -0.008084    0.000000  -5.168E-06 
         ~88       COMB7 Combination         Max    0.000000   6.578E-10   -0.007596    0.000000  -4.963E-06 
         ~88       COMB7 Combination         Min    0.000000   6.578E-10   -0.007596    0.000000  -4.963E-06 
         ~88       COMB8 Combination         Max    0.000000   1.116E-09   -0.008254    0.000000  -7.100E-06 
         ~88       COMB8 Combination         Min    0.000000   1.116E-09   -0.008254    0.000000  -7.100E-06 
         ~88       COMB9 Combination         Max    0.000000   6.702E-10   -0.007434    0.000000  -4.452E-06 
         ~88       COMB9 Combination         Min    0.000000   6.702E-10   -0.007434    0.000000  -4.452E-06 
         ~88      COMB10 Combination         Max    0.000000   1.521E-08   -0.007424    0.000000  -4.092E-06 
         ~88      COMB10 Combination         Min    0.000000   1.521E-08   -0.007424    0.000000  -4.092E-06 
         ~88      COMB11 Combination         Max    0.000000   1.129E-09   -0.008091    0.000000  -6.590E-06 
         ~88      COMB11 Combination         Min    0.000000   1.129E-09   -0.008091    0.000000  -6.590E-06 
         ~88      COMB12 Combination         Max    0.000000   1.567E-08   -0.008082    0.000000  -6.229E-06 
         ~88      COMB12 Combination         Min    0.000000   1.567E-08   -0.008082    0.000000  -6.229E-06 
         ~88      COMB13 Combination         Max   2.126E-08   7.492E-08   -0.008246    0.000000  -5.915E-06 
         ~88      COMB13 Combination         Min  -2.126E-08  -7.216E-08   -0.008264    0.000000  -7.225E-06 
         ~88      COMB14 Combination         Max   3.531E-09   1.418E-07   -0.008224    0.000000  -5.337E-06 
         ~88      COMB14 Combination         Min  -3.531E-09  -1.390E-07   -0.008286    0.000000  -7.802E-06 
         ~88         INV Combination         Max   2.126E-08   1.418E-07   -0.007424    0.000000  -3.030E-06 
         ~88         INV Combination         Min  -2.126E-08  -1.390E-07   -0.008286    0.000000  -7.802E-06 
         ~89          PP   LinStatic                0.000000   5.112E-11   -0.006047    0.000000  -6.387E-06 
         ~89        PERM   LinStatic                0.000000   2.336E-10   -0.001619    0.000000  -4.163E-06 
         ~89        NEVE   LinStatic                0.000000   1.598E-10   -0.000680    0.000000  -2.847E-06 
         ~89      VENTOX   LinStatic                0.000000   7.132E-11    0.000168    0.000000   6.710E-07 
         ~89      VENTOY   LinStatic                0.000000  -1.694E-08    0.000154    0.000000   3.475E-07 
         ~89      SISMAX LinRespSpec         Max   1.826E-08   5.569E-08   3.596E-06    0.000000   4.992E-07 
         ~89      SISMAY LinRespSpec         Max   7.933E-09   1.334E-07    0.000042    0.000000   1.236E-06 
         ~89        TERM   LinStatic                0.000000   7.482E-11   2.730E-06    0.000000   2.993E-07 
         ~89       COMB1 Combination         Max    0.000000   3.595E-10   -0.007663    0.000000   -0.000010 
         ~89       COMB1 Combination         Min    0.000000   3.595E-10   -0.007663    0.000000   -0.000010 
         ~89       COMB2 Combination         Max    0.000000   5.194E-10   -0.008344    0.000000   -0.000013 
         ~89       COMB2 Combination         Min    0.000000   5.194E-10   -0.008344    0.000000   -0.000013 
         ~89       COMB3 Combination         Max    0.000000   4.309E-10   -0.007496    0.000000  -9.579E-06 
         ~89       COMB3 Combination         Min    0.000000   4.309E-10   -0.007496    0.000000  -9.579E-06 
         ~89       COMB4 Combination         Max    0.000000  -1.658E-08   -0.007509    0.000000  -9.903E-06 
         ~89       COMB4 Combination         Min    0.000000  -1.658E-08   -0.007509    0.000000  -9.903E-06 
         ~89       COMB5 Combination         Max    0.000000   5.907E-10   -0.008176    0.000000   -0.000012 
         ~89       COMB5 Combination         Min    0.000000   5.907E-10   -0.008176    0.000000   -0.000012 
         ~89       COMB6 Combination         Max    0.000000  -1.642E-08   -0.008190    0.000000   -0.000013 
         ~89       COMB6 Combination         Min    0.000000  -1.642E-08   -0.008190    0.000000   -0.000013 
         ~89       COMB7 Combination         Max    0.000000   2.099E-10   -0.007669    0.000000   -0.000011 
         ~89       COMB7 Combination         Min    0.000000   2.099E-10   -0.007669    0.000000   -0.000011 
         ~89       COMB8 Combination         Max    0.000000   3.697E-10   -0.008349    0.000000   -0.000014 
         ~89       COMB8 Combination         Min    0.000000   3.697E-10   -0.008349    0.000000   -0.000014 
         ~89       COMB9 Combination         Max    0.000000   2.812E-10   -0.007501    0.000000   -0.000010 
         ~89       COMB9 Combination         Min    0.000000   2.812E-10   -0.007501    0.000000   -0.000010 
         ~89      COMB10 Combination         Max    0.000000  -1.673E-08   -0.007515    0.000000   -0.000011 
         ~89      COMB10 Combination         Min    0.000000  -1.673E-08   -0.007515    0.000000   -0.000011 
         ~89      COMB11 Combination         Max    0.000000   4.410E-10   -0.008181    0.000000   -0.000013 
         ~89      COMB11 Combination         Min    0.000000   4.410E-10   -0.008181    0.000000   -0.000013 
         ~89      COMB12 Combination         Max    0.000000  -1.657E-08   -0.008195    0.000000   -0.000013 
         ~89      COMB12 Combination         Min    0.000000  -1.657E-08   -0.008195    0.000000   -0.000013 
         ~89      COMB13 Combination         Max   1.826E-08   5.613E-08   -0.008343    0.000000   -0.000013 
         ~89      COMB13 Combination         Min  -1.826E-08  -5.525E-08   -0.008350    0.000000   -0.000014 
         ~89      COMB14 Combination         Max   7.933E-09   1.338E-07   -0.008304    0.000000   -0.000012 
         ~89      COMB14 Combination         Min  -7.933E-09  -1.329E-07   -0.008389    0.000000   -0.000015 
         ~89         INV Combination         Max   1.826E-08   1.338E-07   -0.007496    0.000000  -9.579E-06 
         ~89         INV Combination         Min  -1.826E-08  -1.329E-07   -0.008389    0.000000   -0.000015 
         ~90          PP   LinStatic                0.000000   7.037E-11   -0.006038    0.000000  -9.156E-06 
         ~90        PERM   LinStatic                0.000000   2.954E-10   -0.001614    0.000000  -6.428E-06 
         ~90        NEVE   LinStatic                0.000000   2.021E-10   -0.000677    0.000000  -4.398E-06 
         ~90      VENTOX   LinStatic                0.000000   8.470E-11    0.000167    0.000000   1.034E-06 
         ~90      VENTOY   LinStatic                0.000000  -1.998E-08    0.000154    0.000000   5.168E-07 
         ~90      SISMAX LinRespSpec         Max   2.964E-08   9.864E-08   4.215E-06    0.000000   8.054E-07 
         ~90      SISMAY LinRespSpec         Max   1.287E-08   2.729E-07    0.000041    0.000000   1.981E-06 
         ~90        TERM   LinStatic                0.000000   1.000E-10   2.358E-06    0.000000   4.816E-07 
         ~90       COMB1 Combination         Max    0.000000   4.658E-10   -0.007650    0.000000   -0.000015 
         ~90       COMB1 Combination         Min    0.000000   4.658E-10   -0.007650    0.000000   -0.000015 
         ~90       COMB2 Combination         Max    0.000000   6.679E-10   -0.008327    0.000000   -0.000020 
         ~90       COMB2 Combination         Min    0.000000   6.679E-10   -0.008327    0.000000   -0.000020 
         ~90       COMB3 Combination         Max    0.000000   5.505E-10   -0.007483    0.000000   -0.000014 
         ~90       COMB3 Combination         Min    0.000000   5.505E-10   -0.007483    0.000000   -0.000014 
         ~90       COMB4 Combination         Max    0.000000  -1.951E-08   -0.007497    0.000000   -0.000015 
         ~90       COMB4 Combination         Min    0.000000  -1.951E-08   -0.007497    0.000000   -0.000015 
         ~90       COMB5 Combination         Max    0.000000   7.526E-10   -0.008160    0.000000   -0.000018 
         ~90       COMB5 Combination         Min    0.000000   7.526E-10   -0.008160    0.000000   -0.000018 
         ~90       COMB6 Combination         Max    0.000000  -1.931E-08   -0.008173    0.000000   -0.000019 
         ~90       COMB6 Combination         Min    0.000000  -1.931E-08   -0.008173    0.000000   -0.000019 
         ~90       COMB7 Combination         Max    0.000000   2.658E-10   -0.007655    0.000000   -0.000016 
         ~90       COMB7 Combination         Min    0.000000   2.658E-10   -0.007655    0.000000   -0.000016 
         ~90       COMB8 Combination         Max    0.000000   4.679E-10   -0.008332    0.000000   -0.000020 
         ~90       COMB8 Combination         Min    0.000000   4.679E-10   -0.008332    0.000000   -0.000020 
         ~90       COMB9 Combination         Max    0.000000   3.505E-10   -0.007488    0.000000   -0.000015 
         ~90       COMB9 Combination         Min    0.000000   3.505E-10   -0.007488    0.000000   -0.000015 
         ~90      COMB10 Combination         Max    0.000000  -1.971E-08   -0.007501    0.000000   -0.000016 
         ~90      COMB10 Combination         Min    0.000000  -1.971E-08   -0.007501    0.000000   -0.000016 
         ~90      COMB11 Combination         Max    0.000000   5.526E-10   -0.008165    0.000000   -0.000019 
         ~90      COMB11 Combination         Min    0.000000   5.526E-10   -0.008165    0.000000   -0.000019 
         ~90      COMB12 Combination         Max    0.000000  -1.951E-08   -0.008178    0.000000   -0.000020 
         ~90      COMB12 Combination         Min    0.000000  -1.951E-08   -0.008178    0.000000   -0.000020 
         ~90      COMB13 Combination         Max   2.964E-08   9.921E-08   -0.008325    0.000000   -0.000019 
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         ~90      COMB13 Combination         Min  -2.964E-08  -9.808E-08   -0.008334    0.000000   -0.000021 
         ~90      COMB14 Combination         Max   1.287E-08   2.735E-07   -0.008288    0.000000   -0.000018 
         ~90      COMB14 Combination         Min  -1.287E-08  -2.724E-07   -0.008370    0.000000   -0.000022 
         ~90         INV Combination         Max   2.964E-08   2.735E-07   -0.007483    0.000000   -0.000014 
         ~90         INV Combination         Min  -2.964E-08  -2.724E-07   -0.008370    0.000000   -0.000022 
         ~91          PP   LinStatic                0.000000   6.403E-11   -0.006031    0.000000  -8.029E-06 
         ~91        PERM   LinStatic                0.000000   2.406E-10   -0.001609    0.000000  -6.152E-06 
         ~91        NEVE   LinStatic                0.000000   1.646E-10   -0.000673    0.000000  -4.209E-06 
         ~91      VENTOX   LinStatic                0.000000   6.257E-11    0.000166    0.000000   9.876E-07 
         ~91      VENTOY   LinStatic                0.000000  -1.458E-08    0.000153    0.000000   4.739E-07 
         ~91      SISMAX LinRespSpec         Max   2.964E-08   9.886E-08   4.912E-06    0.000000   8.066E-07 
         ~91      SISMAY LinRespSpec         Max   1.287E-08   2.745E-07    0.000039    0.000000   1.971E-06 
         ~91        TERM   LinStatic                0.000000   8.775E-11   1.940E-06    0.000000   4.810E-07 
         ~91       COMB1 Combination         Max    0.000000   3.924E-10   -0.007638    0.000000   -0.000014 
         ~91       COMB1 Combination         Min    0.000000   3.924E-10   -0.007638    0.000000   -0.000014 
         ~91       COMB2 Combination         Max    0.000000   5.570E-10   -0.008311    0.000000   -0.000018 
         ~91       COMB2 Combination         Min    0.000000   5.570E-10   -0.008311    0.000000   -0.000018 
         ~91       COMB3 Combination         Max    0.000000   4.550E-10   -0.007472    0.000000   -0.000013 
         ~91       COMB3 Combination         Min    0.000000   4.550E-10   -0.007472    0.000000   -0.000013 
         ~91       COMB4 Combination         Max    0.000000  -1.419E-08   -0.007485    0.000000   -0.000013 
         ~91       COMB4 Combination         Min    0.000000  -1.419E-08   -0.007485    0.000000   -0.000013 
         ~91       COMB5 Combination         Max    0.000000   6.196E-10   -0.008145    0.000000   -0.000017 
         ~91       COMB5 Combination         Min    0.000000   6.196E-10   -0.008145    0.000000   -0.000017 
         ~91       COMB6 Combination         Max    0.000000  -1.403E-08   -0.008158    0.000000   -0.000017 
         ~91       COMB6 Combination         Min    0.000000  -1.403E-08   -0.008158    0.000000   -0.000017 
         ~91       COMB7 Combination         Max    0.000000   2.169E-10   -0.007642    0.000000   -0.000015 
         ~91       COMB7 Combination         Min    0.000000   2.169E-10   -0.007642    0.000000   -0.000015 
         ~91       COMB8 Combination         Max    0.000000   3.815E-10   -0.008315    0.000000   -0.000019 
         ~91       COMB8 Combination         Min    0.000000   3.815E-10   -0.008315    0.000000   -0.000019 
         ~91       COMB9 Combination         Max    0.000000   2.795E-10   -0.007475    0.000000   -0.000014 
         ~91       COMB9 Combination         Min    0.000000   2.795E-10   -0.007475    0.000000   -0.000014 
         ~91      COMB10 Combination         Max    0.000000  -1.437E-08   -0.007488    0.000000   -0.000014 
         ~91      COMB10 Combination         Min    0.000000  -1.437E-08   -0.007488    0.000000   -0.000014 
         ~91      COMB11 Combination         Max    0.000000   4.441E-10   -0.008148    0.000000   -0.000018 
         ~91      COMB11 Combination         Min    0.000000   4.441E-10   -0.008148    0.000000   -0.000018 
         ~91      COMB12 Combination         Max    0.000000  -1.420E-08   -0.008161    0.000000   -0.000018 
         ~91      COMB12 Combination         Min    0.000000  -1.420E-08   -0.008161    0.000000   -0.000018 
         ~91      COMB13 Combination         Max   2.964E-08   9.933E-08   -0.008308    0.000000   -0.000018 
         ~91      COMB13 Combination         Min  -2.964E-08  -9.839E-08   -0.008318    0.000000   -0.000019 
         ~91      COMB14 Combination         Max   1.287E-08   2.749E-07   -0.008274    0.000000   -0.000016 
         ~91      COMB14 Combination         Min  -1.287E-08  -2.740E-07   -0.008352    0.000000   -0.000020 
         ~91         INV Combination         Max   2.964E-08   2.749E-07   -0.007472    0.000000   -0.000013 
         ~91         INV Combination         Min  -2.964E-08  -2.740E-07   -0.008352    0.000000   -0.000020 
         ~92          PP   LinStatic                0.000000   3.831E-11   -0.006026    0.000000  -4.281E-06 
         ~92        PERM   LinStatic                0.000000   1.231E-10   -0.001604    0.000000  -3.646E-06 
         ~92        NEVE   LinStatic                0.000000   8.422E-11   -0.000670    0.000000  -2.495E-06 
         ~92      VENTOX   LinStatic                0.000000   2.667E-11    0.000165    0.000000   5.841E-07 
         ~92      VENTOY   LinStatic                0.000000  -6.058E-09    0.000153    0.000000   2.675E-07 
         ~92      SISMAX LinRespSpec         Max   1.826E-08   5.736E-08   5.536E-06    0.000000   5.014E-07 
         ~92      SISMAY LinRespSpec         Max   7.933E-09   1.342E-07    0.000038    0.000000   1.217E-06 
         ~92        TERM   LinStatic                0.000000   5.011E-11   1.569E-06    0.000000   2.982E-07 
         ~92       COMB1 Combination         Max    0.000000   2.115E-10   -0.007629    0.000000  -7.629E-06 
         ~92       COMB1 Combination         Min    0.000000   2.115E-10   -0.007629    0.000000  -7.629E-06 
         ~92       COMB2 Combination         Max    0.000000   2.957E-10   -0.008299    0.000000   -0.000010 
         ~92       COMB2 Combination         Min    0.000000   2.957E-10   -0.008299    0.000000   -0.000010 
         ~92       COMB3 Combination         Max    0.000000   2.382E-10   -0.007463    0.000000  -7.045E-06 
         ~92       COMB3 Combination         Min    0.000000   2.382E-10   -0.007463    0.000000  -7.045E-06 
         ~92       COMB4 Combination         Max    0.000000  -5.847E-09   -0.007476    0.000000  -7.362E-06 
         ~92       COMB4 Combination         Min    0.000000  -5.847E-09   -0.007476    0.000000  -7.362E-06 
         ~92       COMB5 Combination         Max    0.000000   3.224E-10   -0.008133    0.000000  -9.541E-06 
         ~92       COMB5 Combination         Min    0.000000   3.224E-10   -0.008133    0.000000  -9.541E-06 
         ~92       COMB6 Combination         Max    0.000000  -5.763E-09   -0.008146    0.000000  -9.857E-06 
         ~92       COMB6 Combination         Min    0.000000  -5.763E-09   -0.008146    0.000000  -9.857E-06 
         ~92       COMB7 Combination         Max    0.000000   1.113E-10   -0.007632    0.000000  -8.226E-06 
         ~92       COMB7 Combination         Min    0.000000   1.113E-10   -0.007632    0.000000  -8.226E-06 
         ~92       COMB8 Combination         Max    0.000000   1.955E-10   -0.008302    0.000000   -0.000011 
         ~92       COMB8 Combination         Min    0.000000   1.955E-10   -0.008302    0.000000   -0.000011 
         ~92       COMB9 Combination         Max    0.000000   1.380E-10   -0.007466    0.000000  -7.642E-06 
         ~92       COMB9 Combination         Min    0.000000   1.380E-10   -0.007466    0.000000  -7.642E-06 
         ~92      COMB10 Combination         Max    0.000000  -5.947E-09   -0.007479    0.000000  -7.958E-06 
         ~92      COMB10 Combination         Min    0.000000  -5.947E-09   -0.007479    0.000000  -7.958E-06 
         ~92      COMB11 Combination         Max    0.000000   2.222E-10   -0.008136    0.000000   -0.000010 
         ~92      COMB11 Combination         Min    0.000000   2.222E-10   -0.008136    0.000000   -0.000010 
         ~92      COMB12 Combination         Max    0.000000  -5.863E-09   -0.008149    0.000000   -0.000010 
         ~92      COMB12 Combination         Min    0.000000  -5.863E-09   -0.008149    0.000000   -0.000010 
         ~92      COMB13 Combination         Max   1.826E-08   5.760E-08   -0.008295    0.000000  -9.921E-06 
         ~92      COMB13 Combination         Min  -1.826E-08  -5.711E-08   -0.008306    0.000000   -0.000011 
         ~92      COMB14 Combination         Max   7.933E-09   1.345E-07   -0.008263    0.000000  -9.206E-06 
         ~92      COMB14 Combination         Min  -7.933E-09  -1.340E-07   -0.008338    0.000000   -0.000012 
         ~92         INV Combination         Max   1.826E-08   1.345E-07   -0.007463    0.000000  -7.045E-06 
         ~92         INV Combination         Min  -1.826E-08  -1.340E-07   -0.008338    0.000000   -0.000012 
         ~93          PP   LinStatic                0.000000  -9.526E-11   -0.006021    0.000000  -3.404E-06 
         ~93        PERM   LinStatic                0.000000  -2.472E-10   -0.001599    0.000000  -3.629E-06 
         ~93        NEVE   LinStatic                0.000000  -1.691E-10   -0.000666    0.000000  -2.483E-06 
         ~93      VENTOX   LinStatic                0.000000  -9.936E-12    0.000165    0.000000   5.959E-07 
         ~93      VENTOY   LinStatic                0.000000   5.331E-09    0.000152    0.000000   2.646E-07 
         ~93      SISMAX LinRespSpec         Max   2.152E-08   7.216E-08   6.352E-06    0.000000   6.511E-07 
         ~93      SISMAY LinRespSpec         Max   4.662E-09   1.192E-07    0.000036    0.000000   1.249E-06 
         ~93        TERM   LinStatic                0.000000  -1.039E-10   9.810E-07    0.000000   5.307E-07 
         ~93       COMB1 Combination         Max    0.000000  -4.463E-10   -0.007619    0.000000  -6.503E-06 
         ~93       COMB1 Combination         Min    0.000000  -4.463E-10   -0.007619    0.000000  -6.503E-06 
         ~93       COMB2 Combination         Max    0.000000  -6.154E-10   -0.008285    0.000000  -8.985E-06 
         ~93       COMB2 Combination         Min    0.000000  -6.154E-10   -0.008285    0.000000  -8.985E-06 
         ~93       COMB3 Combination         Max    0.000000  -4.562E-10   -0.007454    0.000000  -5.907E-06 
         ~93       COMB3 Combination         Min    0.000000  -4.562E-10   -0.007454    0.000000  -5.907E-06 
         ~93       COMB4 Combination         Max    0.000000   4.885E-09   -0.007466    0.000000  -6.238E-06 
         ~93       COMB4 Combination         Min    0.000000   4.885E-09   -0.007466    0.000000  -6.238E-06 
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         ~93       COMB5 Combination         Max    0.000000  -6.253E-10   -0.008120    0.000000  -8.389E-06 
         ~93       COMB5 Combination         Min    0.000000  -6.253E-10   -0.008120    0.000000  -8.389E-06 
         ~93       COMB6 Combination         Max    0.000000   4.716E-09   -0.008133    0.000000  -8.721E-06 
         ~93       COMB6 Combination         Min    0.000000   4.716E-09   -0.008133    0.000000  -8.721E-06 
         ~93       COMB7 Combination         Max    0.000000  -2.386E-10   -0.007621    0.000000  -7.564E-06 
         ~93       COMB7 Combination         Min    0.000000  -2.386E-10   -0.007621    0.000000  -7.564E-06 
         ~93       COMB8 Combination         Max    0.000000  -4.077E-10   -0.008287    0.000000   -0.000010 
         ~93       COMB8 Combination         Min    0.000000  -4.077E-10   -0.008287    0.000000   -0.000010 
         ~93       COMB9 Combination         Max    0.000000  -2.485E-10   -0.007456    0.000000  -6.968E-06 
         ~93       COMB9 Combination         Min    0.000000  -2.485E-10   -0.007456    0.000000  -6.968E-06 
         ~93      COMB10 Combination         Max    0.000000   5.092E-09   -0.007468    0.000000  -7.300E-06 
         ~93      COMB10 Combination         Min    0.000000   5.092E-09   -0.007468    0.000000  -7.300E-06 
         ~93      COMB11 Combination         Max    0.000000  -4.176E-10   -0.008122    0.000000  -9.451E-06 
         ~93      COMB11 Combination         Min    0.000000  -4.176E-10   -0.008122    0.000000  -9.451E-06 
         ~93      COMB12 Combination         Max    0.000000   4.923E-09   -0.008135    0.000000  -9.782E-06 
         ~93      COMB12 Combination         Min    0.000000   4.923E-09   -0.008135    0.000000  -9.782E-06 
         ~93      COMB13 Combination         Max   2.152E-08   7.165E-08   -0.008280    0.000000  -8.865E-06 
         ~93      COMB13 Combination         Min  -2.152E-08  -7.267E-08   -0.008292    0.000000   -0.000010 
         ~93      COMB14 Combination         Max   4.662E-09   1.187E-07   -0.008250    0.000000  -8.267E-06 
         ~93      COMB14 Combination         Min  -4.662E-09  -1.197E-07   -0.008322    0.000000   -0.000011 
         ~93         INV Combination         Max   2.152E-08   1.187E-07   -0.007454    0.000000  -5.907E-06 
         ~93         INV Combination         Min  -2.152E-08  -1.197E-07   -0.008322    0.000000   -0.000011 
         ~94          PP   LinStatic                0.000000  -2.219E-10   -0.006016    0.000000  -4.357E-06 
         ~94        PERM   LinStatic                0.000000  -5.845E-10   -0.001594    0.000000  -5.574E-06 
         ~94        NEVE   LinStatic                0.000000  -3.999E-10   -0.000663    0.000000  -3.814E-06 
         ~94      VENTOX   LinStatic                0.000000  -1.618E-11    0.000164    0.000000   9.141E-07 
         ~94      VENTOY   LinStatic                0.000000   1.257E-08    0.000152    0.000000   3.836E-07 
         ~94      SISMAX LinRespSpec         Max   3.493E-08   1.279E-07   7.161E-06    0.000000   1.051E-06 
         ~94      SISMAY LinRespSpec         Max   7.566E-09   2.563E-07    0.000034    0.000000   2.004E-06 
         ~94        TERM   LinStatic                0.000000  -2.367E-10   3.203E-07    0.000000   8.550E-07 
         ~94       COMB1 Combination         Max    0.000000  -1.043E-09   -0.007610    0.000000  -9.077E-06 
         ~94       COMB1 Combination         Min    0.000000  -1.043E-09   -0.007610    0.000000  -9.077E-06 
         ~94       COMB2 Combination         Max    0.000000  -1.443E-09   -0.008273    0.000000   -0.000013 
         ~94       COMB2 Combination         Min    0.000000  -1.443E-09   -0.008273    0.000000   -0.000013 
         ~94       COMB3 Combination         Max    0.000000  -1.059E-09   -0.007446    0.000000  -8.162E-06 
         ~94       COMB3 Combination         Min    0.000000  -1.059E-09   -0.007446    0.000000  -8.162E-06 
         ~94       COMB4 Combination         Max    0.000000   1.152E-08   -0.007458    0.000000  -8.693E-06 
         ~94       COMB4 Combination         Min    0.000000   1.152E-08   -0.007458    0.000000  -8.693E-06 
         ~94       COMB5 Combination         Max    0.000000  -1.459E-09   -0.008110    0.000000   -0.000012 
         ~94       COMB5 Combination         Min    0.000000  -1.459E-09   -0.008110    0.000000   -0.000012 
         ~94       COMB6 Combination         Max    0.000000   1.112E-08   -0.008121    0.000000   -0.000013 
         ~94       COMB6 Combination         Min    0.000000   1.112E-08   -0.008121    0.000000   -0.000013 
         ~94       COMB7 Combination         Max    0.000000  -5.696E-10   -0.007611    0.000000   -0.000011 
         ~94       COMB7 Combination         Min    0.000000  -5.696E-10   -0.007611    0.000000   -0.000011 
         ~94       COMB8 Combination         Max    0.000000  -9.696E-10   -0.008274    0.000000   -0.000015 
         ~94       COMB8 Combination         Min    0.000000  -9.696E-10   -0.008274    0.000000   -0.000015 
         ~94       COMB9 Combination         Max    0.000000  -5.858E-10   -0.007447    0.000000  -9.872E-06 
         ~94       COMB9 Combination         Min    0.000000  -5.858E-10   -0.007447    0.000000  -9.872E-06 
         ~94      COMB10 Combination         Max    0.000000   1.200E-08   -0.007459    0.000000   -0.000010 
         ~94      COMB10 Combination         Min    0.000000   1.200E-08   -0.007459    0.000000   -0.000010 
         ~94      COMB11 Combination         Max    0.000000  -9.857E-10   -0.008110    0.000000   -0.000014 
         ~94      COMB11 Combination         Min    0.000000  -9.857E-10   -0.008110    0.000000   -0.000014 
         ~94      COMB12 Combination         Max    0.000000   1.160E-08   -0.008122    0.000000   -0.000014 
         ~94      COMB12 Combination         Min    0.000000   1.160E-08   -0.008122    0.000000   -0.000014 
         ~94      COMB13 Combination         Max   3.493E-08   1.267E-07   -0.008267    0.000000   -0.000013 
         ~94      COMB13 Combination         Min  -3.493E-08  -1.291E-07   -0.008281    0.000000   -0.000015 
         ~94      COMB14 Combination         Max   7.566E-09   2.551E-07   -0.008239    0.000000   -0.000012 
         ~94      COMB14 Combination         Min  -7.566E-09  -2.575E-07   -0.008308    0.000000   -0.000016 
         ~94         INV Combination         Max   3.493E-08   2.551E-07   -0.007446    0.000000  -8.162E-06 
         ~94         INV Combination         Min  -3.493E-08  -2.575E-07   -0.008308    0.000000   -0.000016 
         ~95          PP   LinStatic                0.000000  -2.993E-10   -0.006013    0.000000  -3.236E-06 
         ~95        PERM   LinStatic                0.000000  -7.942E-10   -0.001590    0.000000  -5.303E-06 
         ~95        NEVE   LinStatic                0.000000  -5.434E-10   -0.000660    0.000000  -3.629E-06 
         ~95      VENTOX   LinStatic                0.000000  -1.741E-11    0.000163    0.000000   8.684E-07 
         ~95      VENTOY   LinStatic                0.000000   1.705E-08    0.000152    0.000000   3.411E-07 
         ~95      SISMAX LinRespSpec         Max   3.493E-08   1.276E-07   8.073E-06    0.000000   1.053E-06 
         ~95      SISMAY LinRespSpec         Max   7.566E-09   2.671E-07    0.000033    0.000000   1.995E-06 
         ~95        TERM   LinStatic                0.000000  -3.161E-10  -4.214E-07    0.000000   8.550E-07 
         ~95       COMB1 Combination         Max    0.000000  -1.410E-09   -0.007603    0.000000  -7.684E-06 
         ~95       COMB1 Combination         Min    0.000000  -1.410E-09   -0.007603    0.000000  -7.684E-06 
         ~95       COMB2 Combination         Max    0.000000  -1.953E-09   -0.008263    0.000000   -0.000011 
         ~95       COMB2 Combination         Min    0.000000  -1.953E-09   -0.008263    0.000000   -0.000011 
         ~95       COMB3 Combination         Max    0.000000  -1.427E-09   -0.007440    0.000000  -6.816E-06 
         ~95       COMB3 Combination         Min    0.000000  -1.427E-09   -0.007440    0.000000  -6.816E-06 
         ~95       COMB4 Combination         Max    0.000000   1.564E-08   -0.007451    0.000000  -7.343E-06 
         ~95       COMB4 Combination         Min    0.000000   1.564E-08   -0.007451    0.000000  -7.343E-06 
         ~95       COMB5 Combination         Max    0.000000  -1.971E-09   -0.008100    0.000000   -0.000010 
         ~95       COMB5 Combination         Min    0.000000  -1.971E-09   -0.008100    0.000000   -0.000010 
         ~95       COMB6 Combination         Max    0.000000   1.510E-08   -0.008111    0.000000   -0.000011 
         ~95       COMB6 Combination         Min    0.000000   1.510E-08   -0.008111    0.000000   -0.000011 
         ~95       COMB7 Combination         Max    0.000000  -7.775E-10   -0.007602    0.000000  -9.394E-06 
         ~95       COMB7 Combination         Min    0.000000  -7.775E-10   -0.007602    0.000000  -9.394E-06 
         ~95       COMB8 Combination         Max    0.000000  -1.321E-09   -0.008262    0.000000   -0.000013 
         ~95       COMB8 Combination         Min    0.000000  -1.321E-09   -0.008262    0.000000   -0.000013 
         ~95       COMB9 Combination         Max    0.000000  -7.949E-10   -0.007439    0.000000  -8.526E-06 
         ~95       COMB9 Combination         Min    0.000000  -7.949E-10   -0.007439    0.000000  -8.526E-06 
         ~95      COMB10 Combination         Max    0.000000   1.627E-08   -0.007450    0.000000  -9.053E-06 
         ~95      COMB10 Combination         Min    0.000000   1.627E-08   -0.007450    0.000000  -9.053E-06 
         ~95      COMB11 Combination         Max    0.000000  -1.338E-09   -0.008099    0.000000   -0.000012 
         ~95      COMB11 Combination         Min    0.000000  -1.338E-09   -0.008099    0.000000   -0.000012 
         ~95      COMB12 Combination         Max    0.000000   1.573E-08   -0.008110    0.000000   -0.000013 
         ~95      COMB12 Combination         Min    0.000000   1.573E-08   -0.008110    0.000000   -0.000013 
         ~95      COMB13 Combination         Max   3.493E-08   1.259E-07   -0.008254    0.000000   -0.000011 
         ~95      COMB13 Combination         Min  -3.493E-08  -1.292E-07   -0.008271    0.000000   -0.000013 
         ~95      COMB14 Combination         Max   7.566E-09   2.655E-07   -0.008230    0.000000   -0.000010 
         ~95      COMB14 Combination         Min  -7.566E-09  -2.688E-07   -0.008295    0.000000   -0.000014 
         ~95         INV Combination         Max   3.493E-08   2.655E-07   -0.007439    0.000000  -6.816E-06 
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         ~95         INV Combination         Min  -3.493E-08  -2.688E-07   -0.008295    0.000000   -0.000014 
         ~96          PP   LinStatic                0.000000  -2.515E-10   -0.006011    0.000000  -1.309E-06 
         ~96        PERM   LinStatic                0.000000  -6.703E-10   -0.001586    0.000000  -3.123E-06 
         ~96        NEVE   LinStatic                0.000000  -4.586E-10   -0.000657    0.000000  -2.137E-06 
         ~96      VENTOX   LinStatic                0.000000  -1.241E-11    0.000162    0.000000   5.106E-07 
         ~96      VENTOY   LinStatic                0.000000   1.438E-08    0.000152    0.000000   1.853E-07 
         ~96      SISMAX LinRespSpec         Max   2.152E-08   7.354E-08   8.888E-06    0.000000   6.548E-07 
         ~96      SISMAY LinRespSpec         Max   4.662E-09   1.404E-07    0.000031    0.000000   1.233E-06 
         ~96        TERM   LinStatic                0.000000  -2.640E-10  -1.082E-06    0.000000   5.307E-07 
         ~96       COMB1 Combination         Max    0.000000  -1.186E-09   -0.007598    0.000000  -3.902E-06 
         ~96       COMB1 Combination         Min    0.000000  -1.186E-09   -0.007598    0.000000  -3.902E-06 
         ~96       COMB2 Combination         Max    0.000000  -1.644E-09   -0.008256    0.000000  -6.039E-06 
         ~96       COMB2 Combination         Min    0.000000  -1.644E-09   -0.008256    0.000000  -6.039E-06 
         ~96       COMB3 Combination         Max    0.000000  -1.198E-09   -0.007436    0.000000  -3.391E-06 
         ~96       COMB3 Combination         Min    0.000000  -1.198E-09   -0.007436    0.000000  -3.391E-06 
         ~96       COMB4 Combination         Max    0.000000   1.319E-08   -0.007447    0.000000  -3.716E-06 
         ~96       COMB4 Combination         Min    0.000000   1.319E-08   -0.007447    0.000000  -3.716E-06 
         ~96       COMB5 Combination         Max    0.000000  -1.657E-09   -0.008093    0.000000  -5.528E-06 
         ~96       COMB5 Combination         Min    0.000000  -1.657E-09   -0.008093    0.000000  -5.528E-06 
         ~96       COMB6 Combination         Max    0.000000   1.273E-08   -0.008104    0.000000  -5.854E-06 
         ~96       COMB6 Combination         Min    0.000000   1.273E-08   -0.008104    0.000000  -5.854E-06 
         ~96       COMB7 Combination         Max    0.000000  -6.578E-10   -0.007596    0.000000  -4.963E-06 
         ~96       COMB7 Combination         Min    0.000000  -6.578E-10   -0.007596    0.000000  -4.963E-06 
         ~96       COMB8 Combination         Max    0.000000  -1.116E-09   -0.008254    0.000000  -7.100E-06 
         ~96       COMB8 Combination         Min    0.000000  -1.116E-09   -0.008254    0.000000  -7.100E-06 
         ~96       COMB9 Combination         Max    0.000000  -6.702E-10   -0.007434    0.000000  -4.452E-06 
         ~96       COMB9 Combination         Min    0.000000  -6.702E-10   -0.007434    0.000000  -4.452E-06 
         ~96      COMB10 Combination         Max    0.000000   1.372E-08   -0.007445    0.000000  -4.778E-06 
         ~96      COMB10 Combination         Min    0.000000   1.372E-08   -0.007445    0.000000  -4.778E-06 
         ~96      COMB11 Combination         Max    0.000000  -1.129E-09   -0.008091    0.000000  -6.590E-06 
         ~96      COMB11 Combination         Min    0.000000  -1.129E-09   -0.008091    0.000000  -6.590E-06 
         ~96      COMB12 Combination         Max    0.000000   1.326E-08   -0.008102    0.000000  -6.915E-06 
         ~96      COMB12 Combination         Min    0.000000   1.326E-08   -0.008102    0.000000  -6.915E-06 
         ~96      COMB13 Combination         Max   2.152E-08   7.216E-08   -0.008246    0.000000  -5.915E-06 
         ~96      COMB13 Combination         Min  -2.152E-08  -7.492E-08   -0.008264    0.000000  -7.225E-06 
         ~96      COMB14 Combination         Max   4.662E-09   1.390E-07   -0.008224    0.000000  -5.337E-06 
         ~96      COMB14 Combination         Min  -4.662E-09  -1.418E-07   -0.008286    0.000000  -7.802E-06 
         ~96         INV Combination         Max   2.152E-08   1.390E-07   -0.007434    0.000000  -3.391E-06 
         ~96         INV Combination         Min  -2.152E-08  -1.418E-07   -0.008286    0.000000  -7.802E-06 
         ~97          PP   LinStatic                0.000000  -1.786E-10   -0.006006    0.000000  -6.698E-06 
         ~97        PERM   LinStatic                0.000000  -4.910E-10   -0.001581    0.000000  -4.118E-06 
         ~97        NEVE   LinStatic                0.000000  -3.359E-10   -0.000654    0.000000  -2.817E-06 
         ~97      VENTOX   LinStatic                0.000000  -2.332E-10    0.000162    0.000000   7.397E-07 
         ~97      VENTOY   LinStatic                0.000000  -1.121E-08    0.000171    0.000000   1.113E-06 
         ~97      SISMAX LinRespSpec         Max   2.167E-08   9.804E-08    0.000010    0.000000   1.002E-06 
         ~97      SISMAY LinRespSpec         Max   2.594E-09   1.051E-07    0.000029    0.000000   1.460E-06 
         ~97        TERM   LinStatic                0.000000  -3.039E-10  -2.100E-06    0.000000   9.040E-07 
         ~97       COMB1 Combination         Max    0.000000  -9.735E-10   -0.007589    0.000000  -9.912E-06 
         ~97       COMB1 Combination         Min    0.000000  -9.735E-10   -0.007589    0.000000  -9.912E-06 
         ~97       COMB2 Combination         Max    0.000000  -1.309E-09   -0.008243    0.000000   -0.000013 
         ~97       COMB2 Combination         Min    0.000000  -1.309E-09   -0.008243    0.000000   -0.000013 
         ~97       COMB3 Combination         Max    0.000000  -1.207E-09   -0.007427    0.000000  -9.172E-06 
         ~97       COMB3 Combination         Min    0.000000  -1.207E-09   -0.007427    0.000000  -9.172E-06 
         ~97       COMB4 Combination         Max    0.000000  -1.219E-08   -0.007418    0.000000  -8.798E-06 
         ~97       COMB4 Combination         Min    0.000000  -1.219E-08   -0.007418    0.000000  -8.798E-06 
         ~97       COMB5 Combination         Max    0.000000  -1.543E-09   -0.008081    0.000000   -0.000012 
         ~97       COMB5 Combination         Min    0.000000  -1.543E-09   -0.008081    0.000000   -0.000012 
         ~97       COMB6 Combination         Max    0.000000  -1.252E-08   -0.008072    0.000000   -0.000012 
         ~97       COMB6 Combination         Min    0.000000  -1.252E-08   -0.008072    0.000000   -0.000012 
         ~97       COMB7 Combination         Max    0.000000  -3.657E-10   -0.007584    0.000000   -0.000012 
         ~97       COMB7 Combination         Min    0.000000  -3.657E-10   -0.007584    0.000000   -0.000012 
         ~97       COMB8 Combination         Max    0.000000  -7.016E-10   -0.008238    0.000000   -0.000015 
         ~97       COMB8 Combination         Min    0.000000  -7.016E-10   -0.008238    0.000000   -0.000015 
         ~97       COMB9 Combination         Max    0.000000  -5.989E-10   -0.007423    0.000000   -0.000011 
         ~97       COMB9 Combination         Min    0.000000  -5.989E-10   -0.007423    0.000000   -0.000011 
         ~97      COMB10 Combination         Max    0.000000  -1.158E-08   -0.007414    0.000000   -0.000011 
         ~97      COMB10 Combination         Min    0.000000  -1.158E-08   -0.007414    0.000000   -0.000011 
         ~97      COMB11 Combination         Max    0.000000  -9.348E-10   -0.008077    0.000000   -0.000014 
         ~97      COMB11 Combination         Min    0.000000  -9.348E-10   -0.008077    0.000000   -0.000014 
         ~97      COMB12 Combination         Max    0.000000  -1.191E-08   -0.008068    0.000000   -0.000013 
         ~97      COMB12 Combination         Min    0.000000  -1.191E-08   -0.008068    0.000000   -0.000013 
         ~97      COMB13 Combination         Max   2.167E-08   9.703E-08   -0.008230    0.000000   -0.000013 
         ~97      COMB13 Combination         Min  -2.167E-08  -9.904E-08   -0.008251    0.000000   -0.000015 
         ~97      COMB14 Combination         Max   2.594E-09   1.041E-07   -0.008211    0.000000   -0.000012 
         ~97      COMB14 Combination         Min  -2.594E-09  -1.061E-07   -0.008270    0.000000   -0.000015 
         ~97         INV Combination         Max   2.167E-08   1.041E-07   -0.007414    0.000000  -8.798E-06 
         ~97         INV Combination         Min  -2.167E-08  -1.061E-07   -0.008270    0.000000   -0.000015 
         ~98          PP   LinStatic                0.000000  -9.722E-11   -0.005997    0.000000  -9.670E-06 
         ~98        PERM   LinStatic                0.000000  -2.973E-10   -0.001576    0.000000  -6.367E-06 
         ~98        NEVE   LinStatic                0.000000  -2.034E-10   -0.000650    0.000000  -4.356E-06 
         ~98      VENTOX   LinStatic                0.000000  -6.294E-10    0.000161    0.000000   1.147E-06 
         ~98      VENTOY   LinStatic                0.000000  -8.002E-09    0.000169    0.000000   1.746E-06 
         ~98      SISMAX LinRespSpec         Max   3.516E-08   1.749E-07    0.000011    0.000000   1.618E-06 
         ~98      SISMAY LinRespSpec         Max   4.209E-09   2.205E-07    0.000027    0.000000   2.344E-06 
         ~98        TERM   LinStatic                0.000000  -4.267E-10  -3.225E-06    0.000000   1.457E-06 
         ~98       COMB1 Combination         Max    0.000000  -8.213E-10   -0.007576    0.000000   -0.000015 
         ~98       COMB1 Combination         Min    0.000000  -8.213E-10   -0.007576    0.000000   -0.000015 
         ~98       COMB2 Combination         Max    0.000000  -1.025E-09   -0.008226    0.000000   -0.000019 
         ~98       COMB2 Combination         Min    0.000000  -1.025E-09   -0.008226    0.000000   -0.000019 
         ~98       COMB3 Combination         Max    0.000000  -1.451E-09   -0.007415    0.000000   -0.000013 
         ~98       COMB3 Combination         Min    0.000000  -1.451E-09   -0.007415    0.000000   -0.000013 
         ~98       COMB4 Combination         Max    0.000000  -8.823E-09   -0.007407    0.000000   -0.000013 
         ~98       COMB4 Combination         Min    0.000000  -8.823E-09   -0.007407    0.000000   -0.000013 
         ~98       COMB5 Combination         Max    0.000000  -1.654E-09   -0.008066    0.000000   -0.000018 
         ~98       COMB5 Combination         Min    0.000000  -1.654E-09   -0.008066    0.000000   -0.000018 
         ~98       COMB6 Combination         Max    0.000000  -9.026E-09   -0.008057    0.000000   -0.000017 
         ~98       COMB6 Combination         Min    0.000000  -9.026E-09   -0.008057    0.000000   -0.000017 
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         ~98       COMB7 Combination         Max    0.000000   3.220E-11   -0.007569    0.000000   -0.000017 
         ~98       COMB7 Combination         Min    0.000000   3.220E-11   -0.007569    0.000000   -0.000017 
         ~98       COMB8 Combination         Max    0.000000  -1.712E-10   -0.008220    0.000000   -0.000022 
         ~98       COMB8 Combination         Min    0.000000  -1.712E-10   -0.008220    0.000000   -0.000022 
         ~98       COMB9 Combination         Max    0.000000  -5.972E-10   -0.007409    0.000000   -0.000016 
         ~98       COMB9 Combination         Min    0.000000  -5.972E-10   -0.007409    0.000000   -0.000016 
         ~98      COMB10 Combination         Max    0.000000  -7.969E-09   -0.007400    0.000000   -0.000016 
         ~98      COMB10 Combination         Min    0.000000  -7.969E-09   -0.007400    0.000000   -0.000016 
         ~98      COMB11 Combination         Max    0.000000  -8.006E-10   -0.008059    0.000000   -0.000021 
         ~98      COMB11 Combination         Min    0.000000  -8.006E-10   -0.008059    0.000000   -0.000021 
         ~98      COMB12 Combination         Max    0.000000  -8.173E-09   -0.008051    0.000000   -0.000020 
         ~98      COMB12 Combination         Min    0.000000  -8.173E-09   -0.008051    0.000000   -0.000020 
         ~98      COMB13 Combination         Max   3.516E-08   1.743E-07   -0.008212    0.000000   -0.000019 
         ~98      COMB13 Combination         Min  -3.516E-08  -1.755E-07   -0.008234    0.000000   -0.000022 
         ~98      COMB14 Combination         Max   4.209E-09   2.199E-07   -0.008196    0.000000   -0.000018 
         ~98      COMB14 Combination         Min  -4.209E-09  -2.211E-07   -0.008250    0.000000   -0.000023 
         ~98         INV Combination         Max   3.516E-08   2.199E-07   -0.007400    0.000000   -0.000013 
         ~98         INV Combination         Min  -3.516E-08  -2.211E-07   -0.008250    0.000000   -0.000023 
         ~99          PP   LinStatic                0.000000   7.132E-11   -0.005989    0.000000  -8.554E-06 
         ~99        PERM   LinStatic                0.000000   1.363E-10   -0.001570    0.000000  -6.101E-06 
         ~99        NEVE   LinStatic                0.000000   9.327E-11   -0.000647    0.000000  -4.175E-06 
         ~99      VENTOX   LinStatic                0.000000  -9.039E-10    0.000160    0.000000   1.102E-06 
         ~99      VENTOY   LinStatic                0.000000   7.082E-10    0.000168    0.000000   1.699E-06 
         ~99      SISMAX LinRespSpec         Max   3.516E-08   1.745E-07    0.000013    0.000000   1.621E-06 
         ~99      SISMAY LinRespSpec         Max   4.209E-09   2.398E-07    0.000025    0.000000   2.337E-06 
         ~99        TERM   LinStatic                0.000000  -3.972E-10  -4.490E-06    0.000000   1.459E-06 
         ~99       COMB1 Combination         Max    0.000000  -1.896E-10   -0.007564    0.000000   -0.000013 
         ~99       COMB1 Combination         Min    0.000000  -1.896E-10   -0.007564    0.000000   -0.000013 
         ~99       COMB2 Combination         Max    0.000000  -9.631E-11   -0.008210    0.000000   -0.000017 
         ~99       COMB2 Combination         Min    0.000000  -9.631E-11   -0.008210    0.000000   -0.000017 
         ~99       COMB3 Combination         Max    0.000000  -1.093E-09   -0.007404    0.000000   -0.000012 
         ~99       COMB3 Combination         Min    0.000000  -1.093E-09   -0.007404    0.000000   -0.000012 
         ~99       COMB4 Combination         Max    0.000000   5.186E-10   -0.007396    0.000000   -0.000011 
         ~99       COMB4 Combination         Min    0.000000   5.186E-10   -0.007396    0.000000   -0.000011 
         ~99       COMB5 Combination         Max    0.000000  -1.000E-09   -0.008051    0.000000   -0.000016 
         ~99       COMB5 Combination         Min    0.000000  -1.000E-09   -0.008051    0.000000   -0.000016 
         ~99       COMB6 Combination         Max    0.000000   6.119E-10   -0.008043    0.000000   -0.000016 
         ~99       COMB6 Combination         Min    0.000000   6.119E-10   -0.008043    0.000000   -0.000016 
         ~99       COMB7 Combination         Max    0.000000   6.048E-10   -0.007555    0.000000   -0.000016 
         ~99       COMB7 Combination         Min    0.000000   6.048E-10   -0.007555    0.000000   -0.000016 
         ~99       COMB8 Combination         Max    0.000000   6.981E-10   -0.008202    0.000000   -0.000020 
         ~99       COMB8 Combination         Min    0.000000   6.981E-10   -0.008202    0.000000   -0.000020 
         ~99       COMB9 Combination         Max    0.000000  -2.990E-10   -0.007395    0.000000   -0.000015 
         ~99       COMB9 Combination         Min    0.000000  -2.990E-10   -0.007395    0.000000   -0.000015 
         ~99      COMB10 Combination         Max    0.000000   1.313E-09   -0.007387    0.000000   -0.000014 
         ~99      COMB10 Combination         Min    0.000000   1.313E-09   -0.007387    0.000000   -0.000014 
         ~99      COMB11 Combination         Max    0.000000  -2.058E-10   -0.008042    0.000000   -0.000019 
         ~99      COMB11 Combination         Min    0.000000  -2.058E-10   -0.008042    0.000000   -0.000019 
         ~99      COMB12 Combination         Max    0.000000   1.406E-09   -0.008034    0.000000   -0.000019 
         ~99      COMB12 Combination         Min    0.000000   1.406E-09   -0.008034    0.000000   -0.000019 
         ~99      COMB13 Combination         Max   3.516E-08   1.748E-07   -0.008193    0.000000   -0.000017 
         ~99      COMB13 Combination         Min  -3.516E-08  -1.742E-07   -0.008219    0.000000   -0.000020 
         ~99      COMB14 Combination         Max   4.209E-09   2.401E-07   -0.008181    0.000000   -0.000016 
         ~99      COMB14 Combination         Min  -4.209E-09  -2.395E-07   -0.008231    0.000000   -0.000021 
         ~99         INV Combination         Max   3.516E-08   2.401E-07   -0.007387    0.000000   -0.000011 
         ~99         INV Combination         Min  -3.516E-08  -2.395E-07   -0.008231    0.000000   -0.000021 
        ~100          PP   LinStatic                0.000000   1.614E-10   -0.005984    0.000000  -4.614E-06 
        ~100        PERM   LinStatic                0.000000   3.838E-10   -0.001566    0.000000  -3.621E-06 
        ~100        NEVE   LinStatic                0.000000   2.626E-10   -0.000644    0.000000  -2.479E-06 
        ~100      VENTOX   LinStatic                0.000000  -7.870E-10    0.000159    0.000000   6.562E-07 
        ~100      VENTOY   LinStatic                0.000000   6.359E-09    0.000166    0.000000   1.026E-06 
        ~100      SISMAX LinRespSpec         Max   2.167E-08   1.012E-07    0.000014    0.000000   1.008E-06 
        ~100      SISMAY LinRespSpec         Max   2.594E-09   1.397E-07    0.000024    0.000000   1.447E-06 
        ~100        TERM   LinStatic                0.000000  -2.443E-10  -5.618E-06    0.000000   9.060E-07 
        ~100       COMB1 Combination         Max    0.000000   3.009E-10   -0.007555    0.000000  -7.330E-06 
        ~100       COMB1 Combination         Min    0.000000   3.009E-10   -0.007555    0.000000  -7.330E-06 
        ~100       COMB2 Combination         Max    0.000000   5.635E-10   -0.008199    0.000000  -9.808E-06 
        ~100       COMB2 Combination         Min    0.000000   5.635E-10   -0.008199    0.000000  -9.808E-06 
        ~100       COMB3 Combination         Max    0.000000  -4.861E-10   -0.007396    0.000000  -6.674E-06 
        ~100       COMB3 Combination         Min    0.000000  -4.861E-10   -0.007396    0.000000  -6.674E-06 
        ~100       COMB4 Combination         Max    0.000000   6.659E-09   -0.007389    0.000000  -6.304E-06 
        ~100       COMB4 Combination         Min    0.000000   6.659E-09   -0.007389    0.000000  -6.304E-06 
        ~100       COMB5 Combination         Max    0.000000  -2.235E-10   -0.008040    0.000000  -9.152E-06 
        ~100       COMB5 Combination         Min    0.000000  -2.235E-10   -0.008040    0.000000  -9.152E-06 
        ~100       COMB6 Combination         Max    0.000000   6.922E-09   -0.008032    0.000000  -8.783E-06 
        ~100       COMB6 Combination         Min    0.000000   6.922E-09   -0.008032    0.000000  -8.783E-06 
        ~100       COMB7 Combination         Max    0.000000   7.896E-10   -0.007544    0.000000  -9.142E-06 
        ~100       COMB7 Combination         Min    0.000000   7.896E-10   -0.007544    0.000000  -9.142E-06 
        ~100       COMB8 Combination         Max    0.000000   1.052E-09   -0.008187    0.000000   -0.000012 
        ~100       COMB8 Combination         Min    0.000000   1.052E-09   -0.008187    0.000000   -0.000012 
        ~100       COMB9 Combination         Max    0.000000   2.548E-12   -0.007385    0.000000  -8.486E-06 
        ~100       COMB9 Combination         Min    0.000000   2.548E-12   -0.007385    0.000000  -8.486E-06 
        ~100      COMB10 Combination         Max    0.000000   7.148E-09   -0.007377    0.000000  -8.116E-06 
        ~100      COMB10 Combination         Min    0.000000   7.148E-09   -0.007377    0.000000  -8.116E-06 
        ~100      COMB11 Combination         Max    0.000000   2.652E-10   -0.008029    0.000000   -0.000011 
        ~100      COMB11 Combination         Min    0.000000   2.652E-10   -0.008029    0.000000   -0.000011 
        ~100      COMB12 Combination         Max    0.000000   7.411E-09   -0.008021    0.000000   -0.000011 
        ~100      COMB12 Combination         Min    0.000000   7.411E-09   -0.008021    0.000000   -0.000011 
        ~100      COMB13 Combination         Max   2.167E-08   1.020E-07   -0.008179    0.000000  -9.706E-06 
        ~100      COMB13 Combination         Min  -2.167E-08  -1.004E-07   -0.008207    0.000000   -0.000012 
        ~100      COMB14 Combination         Max   2.594E-09   1.405E-07   -0.008170    0.000000  -9.268E-06 
        ~100      COMB14 Combination         Min  -2.594E-09  -1.388E-07   -0.008217    0.000000   -0.000012 
        ~100         INV Combination         Max   2.167E-08   1.405E-07   -0.007377    0.000000  -6.304E-06 
        ~100         INV Combination         Min  -2.167E-08  -1.388E-07   -0.008217    0.000000   -0.000012 
        ~101          PP   LinStatic                0.000000   1.786E-10   -0.006006    0.000000  -6.698E-06 
        ~101        PERM   LinStatic                0.000000   4.910E-10   -0.001581    0.000000  -4.118E-06 
        ~101        NEVE   LinStatic                0.000000   3.359E-10   -0.000654    0.000000  -2.817E-06 
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        ~101      VENTOX   LinStatic                0.000000   2.332E-10    0.000162    0.000000   7.397E-07 
        ~101      VENTOY   LinStatic                0.000000  -1.107E-08    0.000151    0.000000   2.691E-07 
        ~101      SISMAX LinRespSpec         Max   1.619E-08   9.804E-08    0.000010    0.000000   1.002E-06 
        ~101      SISMAY LinRespSpec         Max   8.186E-09   1.051E-07    0.000029    0.000000   1.460E-06 
        ~101        TERM   LinStatic                0.000000   3.039E-10  -2.100E-06    0.000000   9.040E-07 
        ~101       COMB1 Combination         Max    0.000000   9.735E-10   -0.007589    0.000000  -9.912E-06 
        ~101       COMB1 Combination         Min    0.000000   9.735E-10   -0.007589    0.000000  -9.912E-06 
        ~101       COMB2 Combination         Max    0.000000   1.309E-09   -0.008243    0.000000   -0.000013 
        ~101       COMB2 Combination         Min    0.000000   1.309E-09   -0.008243    0.000000   -0.000013 
        ~101       COMB3 Combination         Max    0.000000   1.207E-09   -0.007427    0.000000  -9.172E-06 
        ~101       COMB3 Combination         Min    0.000000   1.207E-09   -0.007427    0.000000  -9.172E-06 
        ~101       COMB4 Combination         Max    0.000000  -1.010E-08   -0.007437    0.000000  -9.643E-06 
        ~101       COMB4 Combination         Min    0.000000  -1.010E-08   -0.007437    0.000000  -9.643E-06 
        ~101       COMB5 Combination         Max    0.000000   1.543E-09   -0.008081    0.000000   -0.000012 
        ~101       COMB5 Combination         Min    0.000000   1.543E-09   -0.008081    0.000000   -0.000012 
        ~101       COMB6 Combination         Max    0.000000  -9.763E-09   -0.008091    0.000000   -0.000012 
        ~101       COMB6 Combination         Min    0.000000  -9.763E-09   -0.008091    0.000000   -0.000012 
        ~101       COMB7 Combination         Max    0.000000   3.657E-10   -0.007584    0.000000   -0.000012 
        ~101       COMB7 Combination         Min    0.000000   3.657E-10   -0.007584    0.000000   -0.000012 
        ~101       COMB8 Combination         Max    0.000000   7.016E-10   -0.008238    0.000000   -0.000015 
        ~101       COMB8 Combination         Min    0.000000   7.016E-10   -0.008238    0.000000   -0.000015 
        ~101       COMB9 Combination         Max    0.000000   5.989E-10   -0.007423    0.000000   -0.000011 
        ~101       COMB9 Combination         Min    0.000000   5.989E-10   -0.007423    0.000000   -0.000011 
        ~101      COMB10 Combination         Max    0.000000  -1.071E-08   -0.007433    0.000000   -0.000011 
        ~101      COMB10 Combination         Min    0.000000  -1.071E-08   -0.007433    0.000000   -0.000011 
        ~101      COMB11 Combination         Max    0.000000   9.348E-10   -0.008077    0.000000   -0.000014 
        ~101      COMB11 Combination         Min    0.000000   9.348E-10   -0.008077    0.000000   -0.000014 
        ~101      COMB12 Combination         Max    0.000000  -1.037E-08   -0.008087    0.000000   -0.000014 
        ~101      COMB12 Combination         Min    0.000000  -1.037E-08   -0.008087    0.000000   -0.000014 
        ~101      COMB13 Combination         Max   1.619E-08   9.904E-08   -0.008230    0.000000   -0.000013 
        ~101      COMB13 Combination         Min  -1.619E-08  -9.703E-08   -0.008251    0.000000   -0.000015 
        ~101      COMB14 Combination         Max   8.186E-09   1.061E-07   -0.008211    0.000000   -0.000012 
        ~101      COMB14 Combination         Min  -8.186E-09  -1.041E-07   -0.008270    0.000000   -0.000015 
        ~101         INV Combination         Max   1.619E-08   1.061E-07   -0.007423    0.000000  -9.172E-06 
        ~101         INV Combination         Min  -1.619E-08  -1.041E-07   -0.008270    0.000000   -0.000015 
        ~102          PP   LinStatic                0.000000   9.722E-11   -0.005997    0.000000  -9.670E-06 
        ~102        PERM   LinStatic                0.000000   2.973E-10   -0.001576    0.000000  -6.367E-06 
        ~102        NEVE   LinStatic                0.000000   2.034E-10   -0.000650    0.000000  -4.356E-06 
        ~102      VENTOX   LinStatic                0.000000   6.294E-10    0.000161    0.000000   1.147E-06 
        ~102      VENTOY   LinStatic                0.000000  -7.893E-09    0.000151    0.000000   3.912E-07 
        ~102      SISMAX LinRespSpec         Max   2.628E-08   1.749E-07    0.000011    0.000000   1.618E-06 
        ~102      SISMAY LinRespSpec         Max   1.329E-08   2.205E-07    0.000027    0.000000   2.344E-06 
        ~102        TERM   LinStatic                0.000000   4.267E-10  -3.225E-06    0.000000   1.457E-06 
        ~102       COMB1 Combination         Max    0.000000   8.213E-10   -0.007576    0.000000   -0.000015 
        ~102       COMB1 Combination         Min    0.000000   8.213E-10   -0.007576    0.000000   -0.000015 
        ~102       COMB2 Combination         Max    0.000000   1.025E-09   -0.008226    0.000000   -0.000019 
        ~102       COMB2 Combination         Min    0.000000   1.025E-09   -0.008226    0.000000   -0.000019 
        ~102       COMB3 Combination         Max    0.000000   1.451E-09   -0.007415    0.000000   -0.000013 
        ~102       COMB3 Combination         Min    0.000000   1.451E-09   -0.007415    0.000000   -0.000013 
        ~102       COMB4 Combination         Max    0.000000  -7.072E-09   -0.007425    0.000000   -0.000014 
        ~102       COMB4 Combination         Min    0.000000  -7.072E-09   -0.007425    0.000000   -0.000014 
        ~102       COMB5 Combination         Max    0.000000   1.654E-09   -0.008066    0.000000   -0.000018 
        ~102       COMB5 Combination         Min    0.000000   1.654E-09   -0.008066    0.000000   -0.000018 
        ~102       COMB6 Combination         Max    0.000000  -6.868E-09   -0.008075    0.000000   -0.000019 
        ~102       COMB6 Combination         Min    0.000000  -6.868E-09   -0.008075    0.000000   -0.000019 
        ~102       COMB7 Combination         Max    0.000000  -3.220E-11   -0.007569    0.000000   -0.000017 
        ~102       COMB7 Combination         Min    0.000000  -3.220E-11   -0.007569    0.000000   -0.000017 
        ~102       COMB8 Combination         Max    0.000000   1.712E-10   -0.008220    0.000000   -0.000022 
        ~102       COMB8 Combination         Min    0.000000   1.712E-10   -0.008220    0.000000   -0.000022 
        ~102       COMB9 Combination         Max    0.000000   5.972E-10   -0.007409    0.000000   -0.000016 
        ~102       COMB9 Combination         Min    0.000000   5.972E-10   -0.007409    0.000000   -0.000016 
        ~102      COMB10 Combination         Max    0.000000  -7.925E-09   -0.007418    0.000000   -0.000017 
        ~102      COMB10 Combination         Min    0.000000  -7.925E-09   -0.007418    0.000000   -0.000017 
        ~102      COMB11 Combination         Max    0.000000   8.006E-10   -0.008059    0.000000   -0.000021 
        ~102      COMB11 Combination         Min    0.000000   8.006E-10   -0.008059    0.000000   -0.000021 
        ~102      COMB12 Combination         Max    0.000000  -7.722E-09   -0.008069    0.000000   -0.000021 
        ~102      COMB12 Combination         Min    0.000000  -7.722E-09   -0.008069    0.000000   -0.000021 
        ~102      COMB13 Combination         Max   2.628E-08   1.755E-07   -0.008212    0.000000   -0.000019 
        ~102      COMB13 Combination         Min  -2.628E-08  -1.743E-07   -0.008234    0.000000   -0.000022 
        ~102      COMB14 Combination         Max   1.329E-08   2.211E-07   -0.008196    0.000000   -0.000018 
        ~102      COMB14 Combination         Min  -1.329E-08  -2.199E-07   -0.008250    0.000000   -0.000023 
        ~102         INV Combination         Max   2.628E-08   2.211E-07   -0.007409    0.000000   -0.000013 
        ~102         INV Combination         Min  -2.628E-08  -2.199E-07   -0.008250    0.000000   -0.000023 
        ~103          PP   LinStatic                0.000000  -7.132E-11   -0.005989    0.000000  -8.554E-06 
        ~103        PERM   LinStatic                0.000000  -1.363E-10   -0.001570    0.000000  -6.101E-06 
        ~103        NEVE   LinStatic                0.000000  -9.327E-11   -0.000647    0.000000  -4.175E-06 
        ~103      VENTOX   LinStatic                0.000000   9.039E-10    0.000160    0.000000   1.102E-06 
        ~103      VENTOY   LinStatic                0.000000   7.171E-10    0.000151    0.000000   3.491E-07 
        ~103      SISMAX LinRespSpec         Max   2.628E-08   1.745E-07    0.000013    0.000000   1.621E-06 
        ~103      SISMAY LinRespSpec         Max   1.328E-08   2.398E-07    0.000025    0.000000   2.337E-06 
        ~103        TERM   LinStatic                0.000000   3.972E-10  -4.490E-06    0.000000   1.459E-06 
        ~103       COMB1 Combination         Max    0.000000   1.896E-10   -0.007564    0.000000   -0.000013 
        ~103       COMB1 Combination         Min    0.000000   1.896E-10   -0.007564    0.000000   -0.000013 
        ~103       COMB2 Combination         Max    0.000000   9.631E-11   -0.008210    0.000000   -0.000017 
        ~103       COMB2 Combination         Min    0.000000   9.631E-11   -0.008210    0.000000   -0.000017 
        ~103       COMB3 Combination         Max    0.000000   1.093E-09   -0.007404    0.000000   -0.000012 
        ~103       COMB3 Combination         Min    0.000000   1.093E-09   -0.007404    0.000000   -0.000012 
        ~103       COMB4 Combination         Max    0.000000   9.066E-10   -0.007413    0.000000   -0.000013 
        ~103       COMB4 Combination         Min    0.000000   9.066E-10   -0.007413    0.000000   -0.000013 
        ~103       COMB5 Combination         Max    0.000000   1.000E-09   -0.008051    0.000000   -0.000016 
        ~103       COMB5 Combination         Min    0.000000   1.000E-09   -0.008051    0.000000   -0.000016 
        ~103       COMB6 Combination         Max    0.000000   8.134E-10   -0.008060    0.000000   -0.000017 
        ~103       COMB6 Combination         Min    0.000000   8.134E-10   -0.008060    0.000000   -0.000017 
        ~103       COMB7 Combination         Max    0.000000  -6.048E-10   -0.007555    0.000000   -0.000016 
        ~103       COMB7 Combination         Min    0.000000  -6.048E-10   -0.007555    0.000000   -0.000016 
        ~103       COMB8 Combination         Max    0.000000  -6.981E-10   -0.008202    0.000000   -0.000020 
        ~103       COMB8 Combination         Min    0.000000  -6.981E-10   -0.008202    0.000000   -0.000020 
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        ~103       COMB9 Combination         Max    0.000000   2.990E-10   -0.007395    0.000000   -0.000015 
        ~103       COMB9 Combination         Min    0.000000   2.990E-10   -0.007395    0.000000   -0.000015 
        ~103      COMB10 Combination         Max    0.000000   1.122E-10   -0.007404    0.000000   -0.000016 
        ~103      COMB10 Combination         Min    0.000000   1.122E-10   -0.007404    0.000000   -0.000016 
        ~103      COMB11 Combination         Max    0.000000   2.058E-10   -0.008042    0.000000   -0.000019 
        ~103      COMB11 Combination         Min    0.000000   2.058E-10   -0.008042    0.000000   -0.000019 
        ~103      COMB12 Combination         Max    0.000000   1.894E-11   -0.008051    0.000000   -0.000020 
        ~103      COMB12 Combination         Min    0.000000   1.894E-11   -0.008051    0.000000   -0.000020 
        ~103      COMB13 Combination         Max   2.628E-08   1.742E-07   -0.008193    0.000000   -0.000017 
        ~103      COMB13 Combination         Min  -2.628E-08  -1.748E-07   -0.008219    0.000000   -0.000020 
        ~103      COMB14 Combination         Max   1.328E-08   2.395E-07   -0.008181    0.000000   -0.000016 
        ~103      COMB14 Combination         Min  -1.328E-08  -2.401E-07   -0.008231    0.000000   -0.000021 
        ~103         INV Combination         Max   2.628E-08   2.395E-07   -0.007395    0.000000   -0.000012 
        ~103         INV Combination         Min  -2.628E-08  -2.401E-07   -0.008231    0.000000   -0.000021 
        ~104          PP   LinStatic                0.000000  -1.614E-10   -0.005984    0.000000  -4.614E-06 
        ~104        PERM   LinStatic                0.000000  -3.838E-10   -0.001566    0.000000  -3.621E-06 
        ~104        NEVE   LinStatic                0.000000  -2.626E-10   -0.000644    0.000000  -2.479E-06 
        ~104      VENTOX   LinStatic                0.000000   7.870E-10    0.000159    0.000000   6.562E-07 
        ~104      VENTOY   LinStatic                0.000000   6.297E-09    0.000150    0.000000   1.904E-07 
        ~104      SISMAX LinRespSpec         Max   1.619E-08   1.012E-07    0.000014    0.000000   1.008E-06 
        ~104      SISMAY LinRespSpec         Max   8.186E-09   1.397E-07    0.000024    0.000000   1.447E-06 
        ~104        TERM   LinStatic                0.000000   2.443E-10  -5.618E-06    0.000000   9.060E-07 
        ~104       COMB1 Combination         Max    0.000000  -3.009E-10   -0.007555    0.000000  -7.330E-06 
        ~104       COMB1 Combination         Min    0.000000  -3.009E-10   -0.007555    0.000000  -7.330E-06 
        ~104       COMB2 Combination         Max    0.000000  -5.635E-10   -0.008199    0.000000  -9.808E-06 
        ~104       COMB2 Combination         Min    0.000000  -5.635E-10   -0.008199    0.000000  -9.808E-06 
        ~104       COMB3 Combination         Max    0.000000   4.861E-10   -0.007396    0.000000  -6.674E-06 
        ~104       COMB3 Combination         Min    0.000000   4.861E-10   -0.007396    0.000000  -6.674E-06 
        ~104       COMB4 Combination         Max    0.000000   5.996E-09   -0.007405    0.000000  -7.139E-06 
        ~104       COMB4 Combination         Min    0.000000   5.996E-09   -0.007405    0.000000  -7.139E-06 
        ~104       COMB5 Combination         Max    0.000000   2.235E-10   -0.008040    0.000000  -9.152E-06 
        ~104       COMB5 Combination         Min    0.000000   2.235E-10   -0.008040    0.000000  -9.152E-06 
        ~104       COMB6 Combination         Max    0.000000   5.734E-09   -0.008048    0.000000  -9.618E-06 
        ~104       COMB6 Combination         Min    0.000000   5.734E-09   -0.008048    0.000000  -9.618E-06 
        ~104       COMB7 Combination         Max    0.000000  -7.896E-10   -0.007544    0.000000  -9.142E-06 
        ~104       COMB7 Combination         Min    0.000000  -7.896E-10   -0.007544    0.000000  -9.142E-06 
        ~104       COMB8 Combination         Max    0.000000  -1.052E-09   -0.008187    0.000000   -0.000012 
        ~104       COMB8 Combination         Min    0.000000  -1.052E-09   -0.008187    0.000000   -0.000012 
        ~104       COMB9 Combination         Max    0.000000  -2.548E-12   -0.007385    0.000000  -8.486E-06 
        ~104       COMB9 Combination         Min    0.000000  -2.548E-12   -0.007385    0.000000  -8.486E-06 
        ~104      COMB10 Combination         Max    0.000000   5.508E-09   -0.007393    0.000000  -8.951E-06 
        ~104      COMB10 Combination         Min    0.000000   5.508E-09   -0.007393    0.000000  -8.951E-06 
        ~104      COMB11 Combination         Max    0.000000  -2.652E-10   -0.008029    0.000000   -0.000011 
        ~104      COMB11 Combination         Min    0.000000  -2.652E-10   -0.008029    0.000000   -0.000011 
        ~104      COMB12 Combination         Max    0.000000   5.245E-09   -0.008037    0.000000   -0.000011 
        ~104      COMB12 Combination         Min    0.000000   5.245E-09   -0.008037    0.000000   -0.000011 
        ~104      COMB13 Combination         Max   1.619E-08   1.004E-07   -0.008179    0.000000  -9.706E-06 
        ~104      COMB13 Combination         Min  -1.619E-08  -1.020E-07   -0.008207    0.000000   -0.000012 
        ~104      COMB14 Combination         Max   8.186E-09   1.388E-07   -0.008170    0.000000  -9.268E-06 
        ~104      COMB14 Combination         Min  -8.186E-09  -1.405E-07   -0.008217    0.000000   -0.000012 
        ~104         INV Combination         Max   1.619E-08   1.388E-07   -0.007385    0.000000  -6.674E-06 
        ~104         INV Combination         Min  -1.619E-08  -1.405E-07   -0.008217    0.000000   -0.000012 
 
 
Table: Joint Displacements, Part 2 of 2 
 
       Joint  OutputCase    StepType          R3 
        Text        Text        Text     Radians 
 
           1          PP               5.071E-10 
           1        PERM               3.257E-09 
           1        NEVE               2.228E-09 
           1      VENTOX              -5.506E-10 
           1      VENTOY               2.005E-08 
           1      SISMAX         Max   3.269E-08 
           1      SISMAY         Max   3.508E-07 
           1        TERM               4.045E-10 
           1       COMB1         Max   4.168E-09 
           1       COMB1         Min   4.168E-09 
           1       COMB2         Max   6.397E-09 
           1       COMB2         Min   6.397E-09 
           1       COMB3         Max   3.618E-09 
           1       COMB3         Min   3.618E-09 
           1       COMB4         Max   2.422E-08 
           1       COMB4         Min   2.422E-08 
           1       COMB5         Max   5.846E-09 
           1       COMB5         Min   5.846E-09 
           1       COMB6         Max   2.644E-08 
           1       COMB6         Min   2.644E-08 
           1       COMB7         Max   3.359E-09 
           1       COMB7         Min   3.359E-09 
           1       COMB8         Max   5.588E-09 
           1       COMB8         Min   5.588E-09 
           1       COMB9         Max   2.809E-09 
           1       COMB9         Min   2.809E-09 
           1      COMB10         Max   2.341E-08 
           1      COMB10         Min   2.341E-08 
           1      COMB11         Max   5.037E-09 
           1      COMB11         Min   5.037E-09 
           1      COMB12         Max   2.564E-08 
           1      COMB12         Min   2.564E-08 
           1      COMB13         Max   3.868E-08 
           1      COMB13         Min  -2.669E-08 
           1      COMB14         Max   3.568E-07 
           1      COMB14         Min  -3.448E-07 
           1         INV         Max   3.568E-07 
           1         INV         Min  -3.448E-07 
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           2          PP              -9.842E-11 
           2        PERM              -5.795E-10 
           2        NEVE              -3.965E-10 
           2      VENTOX               9.763E-11 
           2      VENTOY              -2.646E-09 
           2      SISMAX         Max   2.203E-08 
           2      SISMAY         Max   2.249E-07 
           2        TERM              -7.838E-11 
           2       COMB1         Max  -7.563E-10 
           2       COMB1         Min  -7.563E-10 
           2       COMB2         Max  -1.153E-09 
           2       COMB2         Min  -1.153E-09 
           2       COMB3         Max  -6.587E-10 
           2       COMB3         Min  -6.587E-10 
           2       COMB4         Max  -3.402E-09 
           2       COMB4         Min  -3.402E-09 
           2       COMB5         Max  -1.055E-09 
           2       COMB5         Min  -1.055E-09 
           2       COMB6         Max  -3.799E-09 
           2       COMB6         Min  -3.799E-09 
           2       COMB7         Max  -5.995E-10 
           2       COMB7         Min  -5.995E-10 
           2       COMB8         Max  -9.960E-10 
           2       COMB8         Min  -9.960E-10 
           2       COMB9         Max  -5.019E-10 
           2       COMB9         Min  -5.019E-10 
           2      COMB10         Max  -3.245E-09 
           2      COMB10         Min  -3.245E-09 
           2      COMB11         Max  -8.984E-10 
           2      COMB11         Min  -8.984E-10 
           2      COMB12         Max  -3.642E-09 
           2      COMB12         Min  -3.642E-09 
           2      COMB13         Max   2.095E-08 
           2      COMB13         Min  -2.310E-08 
           2      COMB14         Max   2.238E-07 
           2      COMB14         Min  -2.260E-07 
           2         INV         Max   2.238E-07 
           2         INV         Min  -2.260E-07 
           3          PP               2.454E-11 
           3        PERM               7.847E-10 
           3        NEVE               5.369E-10 
           3      VENTOX              -1.311E-10 
           3      VENTOY               2.348E-09 
           3      SISMAX         Max   2.057E-08 
           3      SISMAY         Max   1.830E-07 
           3        TERM               2.218E-11 
           3       COMB1         Max   8.315E-10 
           3       COMB1         Min   8.315E-10 
           3       COMB2         Max   1.368E-09 
           3       COMB2         Min   1.368E-09 
           3       COMB3         Max   7.004E-10 
           3       COMB3         Min   7.004E-10 
           3       COMB4         Max   3.179E-09 
           3       COMB4         Min   3.179E-09 
           3       COMB5         Max   1.237E-09 
           3       COMB5         Min   1.237E-09 
           3       COMB6         Max   3.716E-09 
           3       COMB6         Min   3.716E-09 
           3       COMB7         Max   7.871E-10 
           3       COMB7         Min   7.871E-10 
           3       COMB8         Max   1.324E-09 
           3       COMB8         Min   1.324E-09 
           3       COMB9         Max   6.560E-10 
           3       COMB9         Min   6.560E-10 
           3      COMB10         Max   3.135E-09 
           3      COMB10         Min   3.135E-09 
           3      COMB11         Max   1.193E-09 
           3      COMB11         Min   1.193E-09 
           3      COMB12         Max   3.672E-09 
           3      COMB12         Min   3.672E-09 
           3      COMB13         Max   2.192E-08 
           3      COMB13         Min  -1.922E-08 
           3      COMB14         Max   1.844E-07 
           3      COMB14         Min  -1.817E-07 
           3         INV         Max   1.844E-07 
           3         INV         Min  -1.817E-07 
           4          PP              -9.003E-12 
           4        PERM              -1.334E-10 
           4        NEVE              -9.127E-11 
           4      VENTOX               2.094E-11 
           4      VENTOY               1.157E-09 
           4      SISMAX         Max   3.223E-08 
           4      SISMAY         Max   1.298E-07 
           4        TERM              -8.176E-12 
           4       COMB1         Max  -1.506E-10 
           4       COMB1         Min  -1.506E-10 
           4       COMB2         Max  -2.418E-10 
           4       COMB2         Min  -2.418E-10 
           4       COMB3         Max  -1.296E-10 
           4       COMB3         Min  -1.296E-10 
           4       COMB4         Max   1.006E-09 
           4       COMB4         Min   1.006E-09 
           4       COMB5         Max  -2.209E-10 
           4       COMB5         Min  -2.209E-10 
           4       COMB6         Max   9.149E-10 
           4       COMB6         Min   9.149E-10 
           4       COMB7         Max  -1.342E-10 
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           4       COMB7         Min  -1.342E-10 
           4       COMB8         Max  -2.255E-10 
           4       COMB8         Min  -2.255E-10 
           4       COMB9         Max  -1.133E-10 
           4       COMB9         Min  -1.133E-10 
           4      COMB10         Max   1.023E-09 
           4      COMB10         Min   1.023E-09 
           4      COMB11         Max  -2.045E-10 
           4      COMB11         Min  -2.045E-10 
           4      COMB12         Max   9.313E-10 
           4      COMB12         Min   9.313E-10 
           4      COMB13         Max   3.199E-08 
           4      COMB13         Min  -3.246E-08 
           4      COMB14         Max   1.296E-07 
           4      COMB14         Min  -1.300E-07 
           4         INV         Max   1.296E-07 
           4         INV         Min  -1.300E-07 
           5          PP              -5.028E-12 
           5        PERM               6.596E-11 
           5        NEVE               4.513E-11 
           5      VENTOX               1.292E-12 
           5      VENTOY              -1.522E-08 
           5      SISMAX         Max   3.663E-08 
           5      SISMAY         Max   1.355E-07 
           5        TERM               1.116E-12 
           5       COMB1         Max   6.205E-11 
           5       COMB1         Min   6.205E-11 
           5       COMB2         Max   1.072E-10 
           5       COMB2         Min   1.072E-10 
           5       COMB3         Max   6.334E-11 
           5       COMB3         Min   6.334E-11 
           5       COMB4         Max  -1.516E-08 
           5       COMB4         Min  -1.516E-08 
           5       COMB5         Max   1.085E-10 
           5       COMB5         Min   1.085E-10 
           5       COMB6         Max  -1.511E-08 
           5       COMB6         Min  -1.511E-08 
           5       COMB7         Max   5.981E-11 
           5       COMB7         Min   5.981E-11 
           5       COMB8         Max   1.049E-10 
           5       COMB8         Min   1.049E-10 
           5       COMB9         Max   6.111E-11 
           5       COMB9         Min   6.111E-11 
           5      COMB10         Max  -1.516E-08 
           5      COMB10         Min  -1.516E-08 
           5      COMB11         Max   1.062E-10 
           5      COMB11         Min   1.062E-10 
           5      COMB12         Max  -1.511E-08 
           5      COMB12         Min  -1.511E-08 
           5      COMB13         Max   3.674E-08 
           5      COMB13         Min  -3.653E-08 
           5      COMB14         Max   1.356E-07 
           5      COMB14         Min  -1.354E-07 
           5         INV         Max   1.356E-07 
           5         INV         Min  -1.354E-07 
           6          PP              -8.904E-13 
           6        PERM              -8.874E-12 
           6        NEVE              -6.072E-12 
           6      VENTOX               8.004E-12 
           6      VENTOY               3.577E-09 
           6      SISMAX         Max   4.379E-08 
           6      SISMAY         Max   1.005E-07 
           6        TERM               1.198E-13 
           6       COMB1         Max  -9.645E-12 
           6       COMB1         Min  -9.645E-12 
           6       COMB2         Max  -1.572E-11 
           6       COMB2         Min  -1.572E-11 
           6       COMB3         Max  -1.641E-12 
           6       COMB3         Min  -1.641E-12 
           6       COMB4         Max   3.567E-09 
           6       COMB4         Min   3.567E-09 
           6       COMB5         Max  -7.713E-12 
           6       COMB5         Min  -7.713E-12 
           6       COMB6         Max   3.561E-09 
           6       COMB6         Min   3.561E-09 
           6       COMB7         Max  -9.885E-12 
           6       COMB7         Min  -9.885E-12 
           6       COMB8         Max  -1.596E-11 
           6       COMB8         Min  -1.596E-11 
           6       COMB9         Max  -1.880E-12 
           6       COMB9         Min  -1.880E-12 
           6      COMB10         Max   3.567E-09 
           6      COMB10         Min   3.567E-09 
           6      COMB11         Max  -7.952E-12 
           6      COMB11         Min  -7.952E-12 
           6      COMB12         Max   3.561E-09 
           6      COMB12         Min   3.561E-09 
           6      COMB13         Max   4.377E-08 
           6      COMB13         Min  -4.381E-08 
           6      COMB14         Max   1.005E-07 
           6      COMB14         Min  -1.005E-07 
           6         INV         Max   1.005E-07 
           6         INV         Min  -1.005E-07 
           7          PP               2.413E-11 
           7        PERM              -5.794E-12 
           7        NEVE              -3.964E-12 
           7      VENTOX              -2.114E-11 
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           7      VENTOY              -3.517E-08 
           7      SISMAX         Max   5.248E-08 
           7      SISMAY         Max   1.406E-07 
           7        TERM               2.026E-11 
           7       COMB1         Max   3.859E-11 
           7       COMB1         Min   3.859E-11 
           7       COMB2         Max   3.463E-11 
           7       COMB2         Min   3.463E-11 
           7       COMB3         Max   1.746E-11 
           7       COMB3         Min   1.746E-11 
           7       COMB4         Max  -3.514E-08 
           7       COMB4         Min  -3.514E-08 
           7       COMB5         Max   1.349E-11 
           7       COMB5         Min   1.349E-11 
           7       COMB6         Max  -3.514E-08 
           7       COMB6         Min  -3.514E-08 
           7       COMB7         Max  -1.930E-12 
           7       COMB7         Min  -1.930E-12 
           7       COMB8         Max  -5.894E-12 
           7       COMB8         Min  -5.894E-12 
           7       COMB9         Max  -2.307E-11 
           7       COMB9         Min  -2.307E-11 
           7      COMB10         Max  -3.518E-08 
           7      COMB10         Min  -3.518E-08 
           7      COMB11         Max  -2.703E-11 
           7      COMB11         Min  -2.703E-11 
           7      COMB12         Max  -3.518E-08 
           7      COMB12         Min  -3.518E-08 
           7      COMB13         Max   5.250E-08 
           7      COMB13         Min  -5.247E-08 
           7      COMB14         Max   1.406E-07 
           7      COMB14         Min  -1.405E-07 
           7         INV         Max   1.406E-07 
           7         INV         Min  -1.405E-07 
           8          PP               2.692E-11 
           8        PERM               1.118E-10 
           8        NEVE               7.651E-11 
           8      VENTOX               2.743E-11 
           8      VENTOY               5.536E-09 
           8      SISMAX         Max   6.525E-08 
           8      SISMAY         Max   7.563E-08 
           8        TERM               3.616E-11 
           8       COMB1         Max   1.749E-10 
           8       COMB1         Min   1.749E-10 
           8       COMB2         Max   2.514E-10 
           8       COMB2         Min   2.514E-10 
           8       COMB3         Max   2.023E-10 
           8       COMB3         Min   2.023E-10 
           8       COMB4         Max   5.711E-09 
           8       COMB4         Min   5.711E-09 
           8       COMB5         Max   2.788E-10 
           8       COMB5         Min   2.788E-10 
           8       COMB6         Max   5.787E-09 
           8       COMB6         Min   5.787E-09 
           8       COMB7         Max   1.026E-10 
           8       COMB7         Min   1.026E-10 
           8       COMB8         Max   1.791E-10 
           8       COMB8         Min   1.791E-10 
           8       COMB9         Max   1.300E-10 
           8       COMB9         Min   1.300E-10 
           8      COMB10         Max   5.638E-09 
           8      COMB10         Min   5.638E-09 
           8      COMB11         Max   2.065E-10 
           8      COMB11         Min   2.065E-10 
           8      COMB12         Max   5.715E-09 
           8      COMB12         Min   5.715E-09 
           8      COMB13         Max   6.546E-08 
           8      COMB13         Min  -6.503E-08 
           8      COMB14         Max   7.585E-08 
           8      COMB14         Min  -7.541E-08 
           8         INV         Max   7.585E-08 
           8         INV         Min  -7.541E-08 
           9          PP              -1.328E-10 
           9        PERM              -6.557E-10 
           9        NEVE              -4.486E-10 
           9      VENTOX              -2.104E-10 
           9      VENTOY              -5.012E-08 
           9      SISMAX         Max   8.005E-08 
           9      SISMAY         Max   1.484E-07 
           9        TERM              -2.000E-10 
           9       COMB1         Max  -9.885E-10 
           9       COMB1         Min  -9.885E-10 
           9       COMB2         Max  -1.437E-09 
           9       COMB2         Min  -1.437E-09 
           9       COMB3         Max  -1.199E-09 
           9       COMB3         Min  -1.199E-09 
           9       COMB4         Max  -5.111E-08 
           9       COMB4         Min  -5.111E-08 
           9       COMB5         Max  -1.648E-09 
           9       COMB5         Min  -1.648E-09 
           9       COMB6         Max  -5.156E-08 
           9       COMB6         Min  -5.156E-08 
           9       COMB7         Max  -5.885E-10 
           9       COMB7         Min  -5.885E-10 
           9       COMB8         Max  -1.037E-09 
           9       COMB8         Min  -1.037E-09 
           9       COMB9         Max  -7.989E-10 
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           9       COMB9         Min  -7.989E-10 
           9      COMB10         Max  -5.071E-08 
           9      COMB10         Min  -5.071E-08 
           9      COMB11         Max  -1.248E-09 
           9      COMB11         Min  -1.248E-09 
           9      COMB12         Max  -5.116E-08 
           9      COMB12         Min  -5.116E-08 
           9      COMB13         Max   7.881E-08 
           9      COMB13         Min  -8.128E-08 
           9      COMB14         Max   1.471E-07 
           9      COMB14         Min  -1.496E-07 
           9         INV         Max   1.471E-07 
           9         INV         Min  -1.496E-07 
          10          PP               7.853E-11 
          10        PERM               1.872E-10 
          10        NEVE               1.281E-10 
          10      VENTOX               2.116E-11 
          10      VENTOY               4.188E-09 
          10      SISMAX         Max   1.024E-07 
          10      SISMAY         Max   9.151E-08 
          10        TERM               9.524E-11 
          10       COMB1         Max   3.610E-10 
          10       COMB1         Min   3.610E-10 
          10       COMB2         Max   4.891E-10 
          10       COMB2         Min   4.891E-10 
          10       COMB3         Max   3.822E-10 
          10       COMB3         Min   3.822E-10 
          10       COMB4         Max   4.549E-09 
          10       COMB4         Min   4.549E-09 
          10       COMB5         Max   5.102E-10 
          10       COMB5         Min   5.102E-10 
          10       COMB6         Max   4.677E-09 
          10       COMB6         Min   4.677E-09 
          10       COMB7         Max   1.705E-10 
          10       COMB7         Min   1.705E-10 
          10       COMB8         Max   2.986E-10 
          10       COMB8         Min   2.986E-10 
          10       COMB9         Max   1.917E-10 
          10       COMB9         Min   1.917E-10 
          10      COMB10         Max   4.358E-09 
          10      COMB10         Min   4.358E-09 
          10      COMB11         Max   3.198E-10 
          10      COMB11         Min   3.198E-10 
          10      COMB12         Max   4.486E-09 
          10      COMB12         Min   4.486E-09 
          10      COMB13         Max   1.028E-07 
          10      COMB13         Min  -1.020E-07 
          10      COMB14         Max   9.190E-08 
          10      COMB14         Min  -9.111E-08 
          10         INV         Max   1.028E-07 
          10         INV         Min  -1.020E-07 
          11          PP              -7.411E-10 
          11        PERM              -1.981E-09 
          11        NEVE              -1.355E-09 
          11      VENTOX              -3.166E-11 
          11      VENTOY              -4.298E-08 
          11      SISMAX         Max   1.335E-07 
          11      SISMAY         Max   1.549E-07 
          11        TERM              -7.742E-10 
          11       COMB1         Max  -3.496E-09 
          11       COMB1         Min  -3.496E-09 
          11       COMB2         Max  -4.852E-09 
          11       COMB2         Min  -4.852E-09 
          11       COMB3         Max  -3.528E-09 
          11       COMB3         Min  -3.528E-09 
          11       COMB4         Max  -4.647E-08 
          11       COMB4         Min  -4.647E-08 
          11       COMB5         Max  -4.883E-09 
          11       COMB5         Min  -4.883E-09 
          11       COMB6         Max  -4.783E-08 
          11       COMB6         Min  -4.783E-08 
          11       COMB7         Max  -1.948E-09 
          11       COMB7         Min  -1.948E-09 
          11       COMB8         Max  -3.303E-09 
          11       COMB8         Min  -3.303E-09 
          11       COMB9         Max  -1.980E-09 
          11       COMB9         Min  -1.980E-09 
          11      COMB10         Max  -4.493E-08 
          11      COMB10         Min  -4.493E-08 
          11      COMB11         Max  -3.335E-09 
          11      COMB11         Min  -3.335E-09 
          11      COMB12         Max  -4.628E-08 
          11      COMB12         Min  -4.628E-08 
          11      COMB13         Max   1.295E-07 
          11      COMB13         Min  -1.376E-07 
          11      COMB14         Max   1.509E-07 
          11      COMB14         Min  -1.590E-07 
          11         INV         Max   1.509E-07 
          11         INV         Min  -1.590E-07 
          12          PP              -7.004E-10 
          12        PERM              -1.728E-09 
          12        NEVE              -1.182E-09 
          12      VENTOX               2.379E-09 
          12      VENTOY              -3.151E-08 
          12      SISMAX         Max   1.910E-07 
          12      SISMAY         Max   2.034E-07 
          12        TERM               5.216E-10 
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          12       COMB1         Max  -1.907E-09 
          12       COMB1         Min  -1.907E-09 
          12       COMB2         Max  -3.089E-09 
          12       COMB2         Min  -3.089E-09 
          12       COMB3         Max   4.729E-10 
          12       COMB3         Min   4.729E-10 
          12       COMB4         Max  -3.342E-08 
          12       COMB4         Min  -3.342E-08 
          12       COMB5         Max  -7.092E-10 
          12       COMB5         Min  -7.092E-10 
          12       COMB6         Max  -3.460E-08 
          12       COMB6         Min  -3.460E-08 
          12       COMB7         Max  -2.950E-09 
          12       COMB7         Min  -2.950E-09 
          12       COMB8         Max  -4.132E-09 
          12       COMB8         Min  -4.132E-09 
          12       COMB9         Max  -5.702E-10 
          12       COMB9         Min  -5.702E-10 
          12      COMB10         Max  -3.446E-08 
          12      COMB10         Min  -3.446E-08 
          12      COMB11         Max  -1.752E-09 
          12      COMB11         Min  -1.752E-09 
          12      COMB12         Max  -3.564E-08 
          12      COMB12         Min  -3.564E-08 
          12      COMB13         Max   1.874E-07 
          12      COMB13         Min  -1.946E-07 
          12      COMB14         Max   1.998E-07 
          12      COMB14         Min  -2.070E-07 
          12         INV         Max   1.998E-07 
          12         INV         Min  -2.070E-07 
          13          PP               3.302E-11 
          13        PERM               5.603E-11 
          13        NEVE               3.834E-11 
          13      VENTOX               4.005E-10 
          13      VENTOY              -8.157E-10 
          13      SISMAX         Max   1.368E-07 
          13      SISMAY         Max   1.461E-07 
          13        TERM               2.471E-10 
          13       COMB1         Max   3.362E-10 
          13       COMB1         Min   3.362E-10 
          13       COMB2         Max   3.745E-10 
          13       COMB2         Min   3.745E-10 
          13       COMB3         Max   7.367E-10 
          13       COMB3         Min   7.367E-10 
          13       COMB4         Max  -4.795E-10 
          13       COMB4         Min  -4.795E-10 
          13       COMB5         Max   7.750E-10 
          13       COMB5         Min   7.750E-10 
          13       COMB6         Max  -4.412E-10 
          13       COMB6         Min  -4.412E-10 
          13       COMB7         Max  -1.580E-10 
          13       COMB7         Min  -1.580E-10 
          13       COMB8         Max  -1.197E-10 
          13       COMB8         Min  -1.197E-10 
          13       COMB9         Max   2.425E-10 
          13       COMB9         Min   2.425E-10 
          13      COMB10         Max  -9.737E-10 
          13      COMB10         Min  -9.737E-10 
          13      COMB11         Max   2.808E-10 
          13      COMB11         Min   2.808E-10 
          13      COMB12         Max  -9.354E-10 
          13      COMB12         Min  -9.354E-10 
          13      COMB13         Max   1.369E-07 
          13      COMB13         Min  -1.366E-07 
          13      COMB14         Max   1.462E-07 
          13      COMB14         Min  -1.460E-07 
          13         INV         Max   1.462E-07 
          13         INV         Min  -1.460E-07 
          14          PP                0.000000 
          14        PERM                0.000000 
          14        NEVE                0.000000 
          14      VENTOX                0.000000 
          14      VENTOY              -8.495E-09 
          14      SISMAX         Max   4.191E-12 
          14      SISMAY         Max   1.878E-07 
          14        TERM                0.000000 
          14       COMB1         Max    0.000000 
          14       COMB1         Min    0.000000 
          14       COMB2         Max    0.000000 
          14       COMB2         Min    0.000000 
          14       COMB3         Max    0.000000 
          14       COMB3         Min    0.000000 
          14       COMB4         Max  -8.495E-09 
          14       COMB4         Min  -8.495E-09 
          14       COMB5         Max    0.000000 
          14       COMB5         Min    0.000000 
          14       COMB6         Max  -8.495E-09 
          14       COMB6         Min  -8.495E-09 
          14       COMB7         Max    0.000000 
          14       COMB7         Min    0.000000 
          14       COMB8         Max    0.000000 
          14       COMB8         Min    0.000000 
          14       COMB9         Max    0.000000 
          14       COMB9         Min    0.000000 
          14      COMB10         Max  -8.495E-09 
          14      COMB10         Min  -8.495E-09 
          14      COMB11         Max    0.000000 
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          14      COMB11         Min    0.000000 
          14      COMB12         Max  -8.495E-09 
          14      COMB12         Min  -8.495E-09 
          14      COMB13         Max   4.191E-12 
          14      COMB13         Min  -4.191E-12 
          14      COMB14         Max   1.878E-07 
          14      COMB14         Min  -1.878E-07 
          14         INV         Max   1.878E-07 
          14         INV         Min  -1.878E-07 
          15          PP              -3.302E-11 
          15        PERM              -5.603E-11 
          15        NEVE              -3.834E-11 
          15      VENTOX              -4.005E-10 
          15      VENTOY              -8.178E-10 
          15      SISMAX         Max   1.368E-07 
          15      SISMAY         Max   1.461E-07 
          15        TERM              -2.471E-10 
          15       COMB1         Max  -3.362E-10 
          15       COMB1         Min  -3.362E-10 
          15       COMB2         Max  -3.745E-10 
          15       COMB2         Min  -3.745E-10 
          15       COMB3         Max  -7.367E-10 
          15       COMB3         Min  -7.367E-10 
          15       COMB4         Max  -1.154E-09 
          15       COMB4         Min  -1.154E-09 
          15       COMB5         Max  -7.750E-10 
          15       COMB5         Min  -7.750E-10 
          15       COMB6         Max  -1.192E-09 
          15       COMB6         Min  -1.192E-09 
          15       COMB7         Max   1.580E-10 
          15       COMB7         Min   1.580E-10 
          15       COMB8         Max   1.197E-10 
          15       COMB8         Min   1.197E-10 
          15       COMB9         Max  -2.425E-10 
          15       COMB9         Min  -2.425E-10 
          15      COMB10         Max  -6.598E-10 
          15      COMB10         Min  -6.598E-10 
          15      COMB11         Max  -2.808E-10 
          15      COMB11         Min  -2.808E-10 
          15      COMB12         Max  -6.981E-10 
          15      COMB12         Min  -6.981E-10 
          15      COMB13         Max   1.366E-07 
          15      COMB13         Min  -1.369E-07 
          15      COMB14         Max   1.460E-07 
          15      COMB14         Min  -1.462E-07 
          15         INV         Max   1.460E-07 
          15         INV         Min  -1.462E-07 
          16          PP              -5.071E-10 
          16        PERM              -3.257E-09 
          16        NEVE              -2.228E-09 
          16      VENTOX               5.506E-10 
          16      VENTOY               1.815E-08 
          16      SISMAX         Max   3.269E-08 
          16      SISMAY         Max   3.508E-07 
          16        TERM              -4.045E-10 
          16       COMB1         Max  -4.168E-09 
          16       COMB1         Min  -4.168E-09 
          16       COMB2         Max  -6.397E-09 
          16       COMB2         Min  -6.397E-09 
          16       COMB3         Max  -3.618E-09 
          16       COMB3         Min  -3.618E-09 
          16       COMB4         Max   1.399E-08 
          16       COMB4         Min   1.399E-08 
          16       COMB5         Max  -5.846E-09 
          16       COMB5         Min  -5.846E-09 
          16       COMB6         Max   1.176E-08 
          16       COMB6         Min   1.176E-08 
          16       COMB7         Max  -3.359E-09 
          16       COMB7         Min  -3.359E-09 
          16       COMB8         Max  -5.588E-09 
          16       COMB8         Min  -5.588E-09 
          16       COMB9         Max  -2.809E-09 
          16       COMB9         Min  -2.809E-09 
          16      COMB10         Max   1.479E-08 
          16      COMB10         Min   1.479E-08 
          16      COMB11         Max  -5.037E-09 
          16      COMB11         Min  -5.037E-09 
          16      COMB12         Max   1.257E-08 
          16      COMB12         Min   1.257E-08 
          16      COMB13         Max   2.669E-08 
          16      COMB13         Min  -3.868E-08 
          16      COMB14         Max   3.448E-07 
          16      COMB14         Min  -3.568E-07 
          16         INV         Max   3.448E-07 
          16         INV         Min  -3.568E-07 
          17          PP               9.842E-11 
          17        PERM               5.795E-10 
          17        NEVE               3.965E-10 
          17      VENTOX              -9.763E-11 
          17      VENTOY              -2.288E-09 
          17      SISMAX         Max   2.203E-08 
          17      SISMAY         Max   2.249E-07 
          17        TERM               7.838E-11 
          17       COMB1         Max   7.563E-10 
          17       COMB1         Min   7.563E-10 
          17       COMB2         Max   1.153E-09 
          17       COMB2         Min   1.153E-09 
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          17       COMB3         Max   6.587E-10 
          17       COMB3         Min   6.587E-10 
          17       COMB4         Max  -1.532E-09 
          17       COMB4         Min  -1.532E-09 
          17       COMB5         Max   1.055E-09 
          17       COMB5         Min   1.055E-09 
          17       COMB6         Max  -1.135E-09 
          17       COMB6         Min  -1.135E-09 
          17       COMB7         Max   5.995E-10 
          17       COMB7         Min   5.995E-10 
          17       COMB8         Max   9.960E-10 
          17       COMB8         Min   9.960E-10 
          17       COMB9         Max   5.019E-10 
          17       COMB9         Min   5.019E-10 
          17      COMB10         Max  -1.689E-09 
          17      COMB10         Min  -1.689E-09 
          17      COMB11         Max   8.984E-10 
          17      COMB11         Min   8.984E-10 
          17      COMB12         Max  -1.292E-09 
          17      COMB12         Min  -1.292E-09 
          17      COMB13         Max   2.310E-08 
          17      COMB13         Min  -2.095E-08 
          17      COMB14         Max   2.260E-07 
          17      COMB14         Min  -2.238E-07 
          17         INV         Max   2.260E-07 
          17         INV         Min  -2.238E-07 
          18          PP              -2.454E-11 
          18        PERM              -7.847E-10 
          18        NEVE              -5.369E-10 
          18      VENTOX               1.311E-10 
          18      VENTOY               2.280E-09 
          18      SISMAX         Max   2.057E-08 
          18      SISMAY         Max   1.830E-07 
          18        TERM              -2.218E-11 
          18       COMB1         Max  -8.315E-10 
          18       COMB1         Min  -8.315E-10 
          18       COMB2         Max  -1.368E-09 
          18       COMB2         Min  -1.368E-09 
          18       COMB3         Max  -7.004E-10 
          18       COMB3         Min  -7.004E-10 
          18       COMB4         Max   1.448E-09 
          18       COMB4         Min   1.448E-09 
          18       COMB5         Max  -1.237E-09 
          18       COMB5         Min  -1.237E-09 
          18       COMB6         Max   9.115E-10 
          18       COMB6         Min   9.115E-10 
          18       COMB7         Max  -7.871E-10 
          18       COMB7         Min  -7.871E-10 
          18       COMB8         Max  -1.324E-09 
          18       COMB8         Min  -1.324E-09 
          18       COMB9         Max  -6.560E-10 
          18       COMB9         Min  -6.560E-10 
          18      COMB10         Max   1.493E-09 
          18      COMB10         Min   1.493E-09 
          18      COMB11         Max  -1.193E-09 
          18      COMB11         Min  -1.193E-09 
          18      COMB12         Max   9.559E-10 
          18      COMB12         Min   9.559E-10 
          18      COMB13         Max   1.922E-08 
          18      COMB13         Min  -2.192E-08 
          18      COMB14         Max   1.817E-07 
          18      COMB14         Min  -1.844E-07 
          18         INV         Max   1.817E-07 
          18         INV         Min  -1.844E-07 
          19          PP               9.003E-12 
          19        PERM               1.334E-10 
          19        NEVE               9.127E-11 
          19      VENTOX              -2.094E-11 
          19      VENTOY               1.185E-09 
          19      SISMAX         Max   3.223E-08 
          19      SISMAY         Max   1.298E-07 
          19        TERM               8.176E-12 
          19       COMB1         Max   1.506E-10 
          19       COMB1         Min   1.506E-10 
          19       COMB2         Max   2.418E-10 
          19       COMB2         Min   2.418E-10 
          19       COMB3         Max   1.296E-10 
          19       COMB3         Min   1.296E-10 
          19       COMB4         Max   1.336E-09 
          19       COMB4         Min   1.336E-09 
          19       COMB5         Max   2.209E-10 
          19       COMB5         Min   2.209E-10 
          19       COMB6         Max   1.427E-09 
          19       COMB6         Min   1.427E-09 
          19       COMB7         Max   1.342E-10 
          19       COMB7         Min   1.342E-10 
          19       COMB8         Max   2.255E-10 
          19       COMB8         Min   2.255E-10 
          19       COMB9         Max   1.133E-10 
          19       COMB9         Min   1.133E-10 
          19      COMB10         Max   1.319E-09 
          19      COMB10         Min   1.319E-09 
          19      COMB11         Max   2.045E-10 
          19      COMB11         Min   2.045E-10 
          19      COMB12         Max   1.411E-09 
          19      COMB12         Min   1.411E-09 
          19      COMB13         Max   3.246E-08 
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          19      COMB13         Min  -3.199E-08 
          19      COMB14         Max   1.300E-07 
          19      COMB14         Min  -1.295E-07 
          19         INV         Max   1.300E-07 
          19         INV         Min  -1.295E-07 
          20          PP               5.028E-12 
          20        PERM              -6.596E-11 
          20        NEVE              -4.513E-11 
          20      VENTOX              -1.292E-12 
          20      VENTOY              -1.516E-08 
          20      SISMAX         Max   3.663E-08 
          20      SISMAY         Max   1.355E-07 
          20        TERM              -1.116E-12 
          20       COMB1         Max  -6.205E-11 
          20       COMB1         Min  -6.205E-11 
          20       COMB2         Max  -1.072E-10 
          20       COMB2         Min  -1.072E-10 
          20       COMB3         Max  -6.334E-11 
          20       COMB3         Min  -6.334E-11 
          20       COMB4         Max  -1.522E-08 
          20       COMB4         Min  -1.522E-08 
          20       COMB5         Max  -1.085E-10 
          20       COMB5         Min  -1.085E-10 
          20       COMB6         Max  -1.526E-08 
          20       COMB6         Min  -1.526E-08 
          20       COMB7         Max  -5.981E-11 
          20       COMB7         Min  -5.981E-11 
          20       COMB8         Max  -1.049E-10 
          20       COMB8         Min  -1.049E-10 
          20       COMB9         Max  -6.111E-11 
          20       COMB9         Min  -6.111E-11 
          20      COMB10         Max  -1.522E-08 
          20      COMB10         Min  -1.522E-08 
          20      COMB11         Max  -1.062E-10 
          20      COMB11         Min  -1.062E-10 
          20      COMB12         Max  -1.526E-08 
          20      COMB12         Min  -1.526E-08 
          20      COMB13         Max   3.653E-08 
          20      COMB13         Min  -3.674E-08 
          20      COMB14         Max   1.354E-07 
          20      COMB14         Min  -1.356E-07 
          20         INV         Max   1.354E-07 
          20         INV         Min  -1.356E-07 
          21          PP               8.904E-13 
          21        PERM               8.874E-12 
          21        NEVE               6.072E-12 
          21      VENTOX              -8.004E-12 
          21      VENTOY               3.577E-09 
          21      SISMAX         Max   4.379E-08 
          21      SISMAY         Max   1.005E-07 
          21        TERM              -1.198E-13 
          21       COMB1         Max   9.645E-12 
          21       COMB1         Min   9.645E-12 
          21       COMB2         Max   1.572E-11 
          21       COMB2         Min   1.572E-11 
          21       COMB3         Max   1.641E-12 
          21       COMB3         Min   1.641E-12 
          21       COMB4         Max   3.587E-09 
          21       COMB4         Min   3.587E-09 
          21       COMB5         Max   7.713E-12 
          21       COMB5         Min   7.713E-12 
          21       COMB6         Max   3.593E-09 
          21       COMB6         Min   3.593E-09 
          21       COMB7         Max   9.885E-12 
          21       COMB7         Min   9.885E-12 
          21       COMB8         Max   1.596E-11 
          21       COMB8         Min   1.596E-11 
          21       COMB9         Max   1.880E-12 
          21       COMB9         Min   1.880E-12 
          21      COMB10         Max   3.587E-09 
          21      COMB10         Min   3.587E-09 
          21      COMB11         Max   7.952E-12 
          21      COMB11         Min   7.952E-12 
          21      COMB12         Max   3.593E-09 
          21      COMB12         Min   3.593E-09 
          21      COMB13         Max   4.380E-08 
          21      COMB13         Min  -4.377E-08 
          21      COMB14         Max   1.005E-07 
          21      COMB14         Min  -1.005E-07 
          21         INV         Max   1.005E-07 
          21         INV         Min  -1.005E-07 
          22          PP              -2.413E-11 
          22        PERM               5.794E-12 
          22        NEVE               3.964E-12 
          22      VENTOX               2.114E-11 
          22      VENTOY              -3.522E-08 
          22      SISMAX         Max   5.248E-08 
          22      SISMAY         Max   1.406E-07 
          22        TERM              -2.026E-11 
          22       COMB1         Max  -3.859E-11 
          22       COMB1         Min  -3.859E-11 
          22       COMB2         Max  -3.463E-11 
          22       COMB2         Min  -3.463E-11 
          22       COMB3         Max  -1.746E-11 
          22       COMB3         Min  -1.746E-11 
          22       COMB4         Max  -3.526E-08 
          22       COMB4         Min  -3.526E-08 
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          22       COMB5         Max  -1.349E-11 
          22       COMB5         Min  -1.349E-11 
          22       COMB6         Max  -3.526E-08 
          22       COMB6         Min  -3.526E-08 
          22       COMB7         Max   1.930E-12 
          22       COMB7         Min   1.930E-12 
          22       COMB8         Max   5.894E-12 
          22       COMB8         Min   5.894E-12 
          22       COMB9         Max   2.307E-11 
          22       COMB9         Min   2.307E-11 
          22      COMB10         Max  -3.522E-08 
          22      COMB10         Min  -3.522E-08 
          22      COMB11         Max   2.703E-11 
          22      COMB11         Min   2.703E-11 
          22      COMB12         Max  -3.522E-08 
          22      COMB12         Min  -3.522E-08 
          22      COMB13         Max   5.247E-08 
          22      COMB13         Min  -5.250E-08 
          22      COMB14         Max   1.405E-07 
          22      COMB14         Min  -1.406E-07 
          22         INV         Max   1.405E-07 
          22         INV         Min  -1.406E-07 
          23          PP              -2.692E-11 
          23        PERM              -1.118E-10 
          23        NEVE              -7.651E-11 
          23      VENTOX              -2.743E-11 
          23      VENTOY               5.541E-09 
          23      SISMAX         Max   6.525E-08 
          23      SISMAY         Max   7.563E-08 
          23        TERM              -3.616E-11 
          23       COMB1         Max  -1.749E-10 
          23       COMB1         Min  -1.749E-10 
          23       COMB2         Max  -2.514E-10 
          23       COMB2         Min  -2.514E-10 
          23       COMB3         Max  -2.023E-10 
          23       COMB3         Min  -2.023E-10 
          23       COMB4         Max   5.366E-09 
          23       COMB4         Min   5.366E-09 
          23       COMB5         Max  -2.788E-10 
          23       COMB5         Min  -2.788E-10 
          23       COMB6         Max   5.290E-09 
          23       COMB6         Min   5.290E-09 
          23       COMB7         Max  -1.026E-10 
          23       COMB7         Min  -1.026E-10 
          23       COMB8         Max  -1.791E-10 
          23       COMB8         Min  -1.791E-10 
          23       COMB9         Max  -1.300E-10 
          23       COMB9         Min  -1.300E-10 
          23      COMB10         Max   5.438E-09 
          23      COMB10         Min   5.438E-09 
          23      COMB11         Max  -2.065E-10 
          23      COMB11         Min  -2.065E-10 
          23      COMB12         Max   5.362E-09 
          23      COMB12         Min   5.362E-09 
          23      COMB13         Max   6.503E-08 
          23      COMB13         Min  -6.546E-08 
          23      COMB14         Max   7.542E-08 
          23      COMB14         Min  -7.585E-08 
          23         INV         Max   7.542E-08 
          23         INV         Min  -7.585E-08 
          24          PP               1.328E-10 
          24        PERM               6.557E-10 
          24        NEVE               4.486E-10 
          24      VENTOX               2.104E-10 
          24      VENTOY              -5.023E-08 
          24      SISMAX         Max   8.005E-08 
          24      SISMAY         Max   1.484E-07 
          24        TERM               2.000E-10 
          24       COMB1         Max   9.885E-10 
          24       COMB1         Min   9.885E-10 
          24       COMB2         Max   1.437E-09 
          24       COMB2         Min   1.437E-09 
          24       COMB3         Max   1.199E-09 
          24       COMB3         Min   1.199E-09 
          24       COMB4         Max  -4.924E-08 
          24       COMB4         Min  -4.924E-08 
          24       COMB5         Max   1.648E-09 
          24       COMB5         Min   1.648E-09 
          24       COMB6         Max  -4.879E-08 
          24       COMB6         Min  -4.879E-08 
          24       COMB7         Max   5.885E-10 
          24       COMB7         Min   5.885E-10 
          24       COMB8         Max   1.037E-09 
          24       COMB8         Min   1.037E-09 
          24       COMB9         Max   7.989E-10 
          24       COMB9         Min   7.989E-10 
          24      COMB10         Max  -4.964E-08 
          24      COMB10         Min  -4.964E-08 
          24      COMB11         Max   1.248E-09 
          24      COMB11         Min   1.248E-09 
          24      COMB12         Max  -4.919E-08 
          24      COMB12         Min  -4.919E-08 
          24      COMB13         Max   8.128E-08 
          24      COMB13         Min  -7.881E-08 
          24      COMB14         Max   1.496E-07 
          24      COMB14         Min  -1.471E-07 
          24         INV         Max   1.496E-07 
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          24         INV         Min  -1.471E-07 
          25          PP              -7.853E-11 
          25        PERM              -1.872E-10 
          25        NEVE              -1.281E-10 
          25      VENTOX              -2.116E-11 
          25      VENTOY               4.114E-09 
          25      SISMAX         Max   1.024E-07 
          25      SISMAY         Max   9.151E-08 
          25        TERM              -9.524E-11 
          25       COMB1         Max  -3.610E-10 
          25       COMB1         Min  -3.610E-10 
          25       COMB2         Max  -4.891E-10 
          25       COMB2         Min  -4.891E-10 
          25       COMB3         Max  -3.822E-10 
          25       COMB3         Min  -3.822E-10 
          25       COMB4         Max   3.753E-09 
          25       COMB4         Min   3.753E-09 
          25       COMB5         Max  -5.102E-10 
          25       COMB5         Min  -5.102E-10 
          25       COMB6         Max   3.624E-09 
          25       COMB6         Min   3.624E-09 
          25       COMB7         Max  -1.705E-10 
          25       COMB7         Min  -1.705E-10 
          25       COMB8         Max  -2.986E-10 
          25       COMB8         Min  -2.986E-10 
          25       COMB9         Max  -1.917E-10 
          25       COMB9         Min  -1.917E-10 
          25      COMB10         Max   3.943E-09 
          25      COMB10         Min   3.943E-09 
          25      COMB11         Max  -3.198E-10 
          25      COMB11         Min  -3.198E-10 
          25      COMB12         Max   3.815E-09 
          25      COMB12         Min   3.815E-09 
          25      COMB13         Max   1.020E-07 
          25      COMB13         Min  -1.028E-07 
          25      COMB14         Max   9.111E-08 
          25      COMB14         Min  -9.190E-08 
          25         INV         Max   1.020E-07 
          25         INV         Min  -1.028E-07 
          26          PP               7.411E-10 
          26        PERM               1.981E-09 
          26        NEVE               1.355E-09 
          26      VENTOX               3.166E-11 
          26      VENTOY              -4.246E-08 
          26      SISMAX         Max   1.335E-07 
          26      SISMAY         Max   1.549E-07 
          26        TERM               7.742E-10 
          26       COMB1         Max   3.496E-09 
          26       COMB1         Min   3.496E-09 
          26       COMB2         Max   4.852E-09 
          26       COMB2         Min   4.852E-09 
          26       COMB3         Max   3.528E-09 
          26       COMB3         Min   3.528E-09 
          26       COMB4         Max  -3.896E-08 
          26       COMB4         Min  -3.896E-08 
          26       COMB5         Max   4.883E-09 
          26       COMB5         Min   4.883E-09 
          26       COMB6         Max  -3.761E-08 
          26       COMB6         Min  -3.761E-08 
          26       COMB7         Max   1.948E-09 
          26       COMB7         Min   1.948E-09 
          26       COMB8         Max   3.303E-09 
          26       COMB8         Min   3.303E-09 
          26       COMB9         Max   1.980E-09 
          26       COMB9         Min   1.980E-09 
          26      COMB10         Max  -4.051E-08 
          26      COMB10         Min  -4.051E-08 
          26      COMB11         Max   3.335E-09 
          26      COMB11         Min   3.335E-09 
          26      COMB12         Max  -3.916E-08 
          26      COMB12         Min  -3.916E-08 
          26      COMB13         Max   1.376E-07 
          26      COMB13         Min  -1.295E-07 
          26      COMB14         Max   1.590E-07 
          26      COMB14         Min  -1.509E-07 
          26         INV         Max   1.590E-07 
          26         INV         Min  -1.509E-07 
          27          PP               7.004E-10 
          27        PERM               1.728E-09 
          27        NEVE               1.182E-09 
          27      VENTOX              -2.379E-09 
          27      VENTOY              -3.118E-08 
          27      SISMAX         Max   1.910E-07 
          27      SISMAY         Max   2.034E-07 
          27        TERM              -5.216E-10 
          27       COMB1         Max   1.907E-09 
          27       COMB1         Min   1.907E-09 
          27       COMB2         Max   3.089E-09 
          27       COMB2         Min   3.089E-09 
          27       COMB3         Max  -4.729E-10 
          27       COMB3         Min  -4.729E-10 
          27       COMB4         Max  -2.927E-08 
          27       COMB4         Min  -2.927E-08 
          27       COMB5         Max   7.092E-10 
          27       COMB5         Min   7.092E-10 
          27       COMB6         Max  -2.809E-08 
          27       COMB6         Min  -2.809E-08 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

509/ 799 

 
          27       COMB7         Max   2.950E-09 
          27       COMB7         Min   2.950E-09 
          27       COMB8         Max   4.132E-09 
          27       COMB8         Min   4.132E-09 
          27       COMB9         Max   5.702E-10 
          27       COMB9         Min   5.702E-10 
          27      COMB10         Max  -2.823E-08 
          27      COMB10         Min  -2.823E-08 
          27      COMB11         Max   1.752E-09 
          27      COMB11         Min   1.752E-09 
          27      COMB12         Max  -2.704E-08 
          27      COMB12         Min  -2.704E-08 
          27      COMB13         Max   1.946E-07 
          27      COMB13         Min  -1.874E-07 
          27      COMB14         Max   2.070E-07 
          27      COMB14         Min  -1.998E-07 
          27         INV         Max   2.070E-07 
          27         INV         Min  -1.998E-07 
          28          PP               1.724E-07 
          28        PERM               1.115E-06 
          28        NEVE               7.632E-07 
          28      VENTOX              -1.886E-07 
          28      VENTOY               7.504E-06 
          28      SISMAX         Max   1.423E-09 
          28      SISMAY         Max    0.000054 
          28        TERM               1.375E-07 
          28       COMB1         Max   1.425E-06 
          28       COMB1         Min   1.425E-06 
          28       COMB2         Max   2.189E-06 
          28       COMB2         Min   2.189E-06 
          28       COMB3         Max   1.237E-06 
          28       COMB3         Min   1.237E-06 
          28       COMB4         Max   8.930E-06 
          28       COMB4         Min   8.930E-06 
          28       COMB5         Max   2.000E-06 
          28       COMB5         Min   2.000E-06 
          28       COMB6         Max   9.693E-06 
          28       COMB6         Min   9.693E-06 
          28       COMB7         Max   1.150E-06 
          28       COMB7         Min   1.150E-06 
          28       COMB8         Max   1.914E-06 
          28       COMB8         Min   1.914E-06 
          28       COMB9         Max   9.617E-07 
          28       COMB9         Min   9.617E-07 
          28      COMB10         Max   8.655E-06 
          28      COMB10         Min   8.655E-06 
          28      COMB11         Max   1.725E-06 
          28      COMB11         Min   1.725E-06 
          28      COMB12         Max   9.418E-06 
          28      COMB12         Min   9.418E-06 
          28      COMB13         Max   2.052E-06 
          28      COMB13         Min   2.050E-06 
          28      COMB14         Max    0.000056 
          28      COMB14         Min   -0.000052 
          28         INV         Max    0.000056 
          28         INV         Min   -0.000052 
          29          PP               5.307E-08 
          29        PERM               7.811E-07 
          29        NEVE               5.344E-07 
          29      VENTOX              -1.320E-07 
          29      VENTOY               5.595E-06 
          29      SISMAX         Max   8.320E-10 
          29      SISMAY         Max    0.000055 
          29        TERM               4.393E-08 
          29       COMB1         Max   8.781E-07 
          29       COMB1         Min   8.781E-07 
          29       COMB2         Max   1.413E-06 
          29       COMB2         Min   1.413E-06 
          29       COMB3         Max   7.461E-07 
          29       COMB3         Min   7.461E-07 
          29       COMB4         Max   6.473E-06 
          29       COMB4         Min   6.473E-06 
          29       COMB5         Max   1.281E-06 
          29       COMB5         Min   1.281E-06 
          29       COMB6         Max   7.008E-06 
          29       COMB6         Min   7.008E-06 
          29       COMB7         Max   7.902E-07 
          29       COMB7         Min   7.902E-07 
          29       COMB8         Max   1.325E-06 
          29       COMB8         Min   1.325E-06 
          29       COMB9         Max   6.582E-07 
          29       COMB9         Min   6.582E-07 
          29      COMB10         Max   6.386E-06 
          29      COMB10         Min   6.386E-06 
          29      COMB11         Max   1.193E-06 
          29      COMB11         Min   1.193E-06 
          29      COMB12         Max   6.920E-06 
          29      COMB12         Min   6.920E-06 
          29      COMB13         Max   1.369E-06 
          29      COMB13         Min   1.368E-06 
          29      COMB14         Max    0.000056 
          29      COMB14         Min   -0.000054 
          29         INV         Max    0.000056 
          29         INV         Min   -0.000054 
          30          PP               2.281E-10 
          30        PERM               4.557E-07 
          30        NEVE               3.118E-07 
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          30      VENTOX              -7.621E-08 
          30      VENTOY               1.528E-06 
          30      SISMAX         Max   1.105E-09 
          30      SISMAY         Max    0.000057 
          30        TERM               1.939E-09 
          30       COMB1         Max   4.578E-07 
          30       COMB1         Min   4.578E-07 
          30       COMB2         Max   7.696E-07 
          30       COMB2         Min   7.696E-07 
          30       COMB3         Max   3.816E-07 
          30       COMB3         Min   3.816E-07 
          30       COMB4         Max   1.986E-06 
          30       COMB4         Min   1.986E-06 
          30       COMB5         Max   6.934E-07 
          30       COMB5         Min   6.934E-07 
          30       COMB6         Max   2.298E-06 
          30       COMB6         Min   2.298E-06 
          30       COMB7         Max   4.539E-07 
          30       COMB7         Min   4.539E-07 
          30       COMB8         Max   7.657E-07 
          30       COMB8         Min   7.657E-07 
          30       COMB9         Max   3.777E-07 
          30       COMB9         Min   3.777E-07 
          30      COMB10         Max   1.982E-06 
          30      COMB10         Min   1.982E-06 
          30      COMB11         Max   6.895E-07 
          30      COMB11         Min   6.895E-07 
          30      COMB12         Max   2.294E-06 
          30      COMB12         Min   2.294E-06 
          30      COMB13         Max   7.688E-07 
          30      COMB13         Min   7.666E-07 
          30      COMB14         Max    0.000058 
          30      COMB14         Min   -0.000056 
          30         INV         Max    0.000058 
          30         INV         Min   -0.000056 
          31          PP              -1.013E-08 
          31        PERM               1.388E-07 
          31        NEVE               9.500E-08 
          31      VENTOX              -1.987E-08 
          31      VENTOY              -4.032E-06 
          31      SISMAX         Max   5.157E-09 
          31      SISMAY         Max    0.000061 
          31        TERM              -6.334E-09 
          31       COMB1         Max   1.224E-07 
          31       COMB1         Min   1.224E-07 
          31       COMB2         Max   2.174E-07 
          31       COMB2         Min   2.174E-07 
          31       COMB3         Max   1.025E-07 
          31       COMB3         Min   1.025E-07 
          31       COMB4         Max  -3.909E-06 
          31       COMB4         Min  -3.909E-06 
          31       COMB5         Max   1.975E-07 
          31       COMB5         Min   1.975E-07 
          31       COMB6         Max  -3.814E-06 
          31       COMB6         Min  -3.814E-06 
          31       COMB7         Max   1.350E-07 
          31       COMB7         Min   1.350E-07 
          31       COMB8         Max   2.300E-07 
          31       COMB8         Min   2.300E-07 
          31       COMB9         Max   1.152E-07 
          31       COMB9         Min   1.152E-07 
          31      COMB10         Max  -3.897E-06 
          31      COMB10         Min  -3.897E-06 
          31      COMB11         Max   2.102E-07 
          31      COMB11         Min   2.102E-07 
          31      COMB12         Max  -3.802E-06 
          31      COMB12         Min  -3.802E-06 
          31      COMB13         Max   2.289E-07 
          31      COMB13         Min   2.186E-07 
          31      COMB14         Max    0.000061 
          31      COMB14         Min   -0.000061 
          31         INV         Max    0.000061 
          31         INV         Min   -0.000061 
          32          PP              -5.302E-09 
          32        PERM               2.474E-08 
          32        NEVE               1.692E-08 
          32      VENTOX               5.711E-09 
          32      VENTOY               -0.000011 
          32      SISMAX         Max   1.417E-08 
          32      SISMAY         Max    0.000066 
          32        TERM              -5.122E-10 
          32       COMB1         Max   1.892E-08 
          32       COMB1         Min   1.892E-08 
          32       COMB2         Max   3.585E-08 
          32       COMB2         Min   3.585E-08 
          32       COMB3         Max   2.463E-08 
          32       COMB3         Min   2.463E-08 
          32       COMB4         Max   -0.000011 
          32       COMB4         Min   -0.000011 
          32       COMB5         Max   4.156E-08 
          32       COMB5         Min   4.156E-08 
          32       COMB6         Max   -0.000011 
          32       COMB6         Min   -0.000011 
          32       COMB7         Max   1.995E-08 
          32       COMB7         Min   1.995E-08 
          32       COMB8         Max   3.687E-08 
          32       COMB8         Min   3.687E-08 
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          32       COMB9         Max   2.566E-08 
          32       COMB9         Min   2.566E-08 
          32      COMB10         Max   -0.000011 
          32      COMB10         Min   -0.000011 
          32      COMB11         Max   4.258E-08 
          32      COMB11         Min   4.258E-08 
          32      COMB12         Max   -0.000011 
          32      COMB12         Min   -0.000011 
          32      COMB13         Max   5.053E-08 
          32      COMB13         Min   2.219E-08 
          32      COMB14         Max    0.000066 
          32      COMB14         Min   -0.000066 
          32         INV         Max    0.000066 
          32         INV         Min   -0.000066 
          33          PP               7.832E-09 
          33        PERM               1.107E-08 
          33        NEVE               7.577E-09 
          33      VENTOX               7.723E-09 
          33      VENTOY               -0.000018 
          33      SISMAX         Max   1.366E-08 
          33      SISMAY         Max    0.000072 
          33        TERM               1.127E-08 
          33       COMB1         Max   3.017E-08 
          33       COMB1         Min   3.017E-08 
          33       COMB2         Max   3.775E-08 
          33       COMB2         Min   3.775E-08 
          33       COMB3         Max   3.790E-08 
          33       COMB3         Min   3.790E-08 
          33       COMB4         Max   -0.000018 
          33       COMB4         Min   -0.000018 
          33       COMB5         Max   4.547E-08 
          33       COMB5         Min   4.547E-08 
          33       COMB6         Max   -0.000018 
          33       COMB6         Min   -0.000018 
          33       COMB7         Max   7.636E-09 
          33       COMB7         Min   7.636E-09 
          33       COMB8         Max   1.521E-08 
          33       COMB8         Min   1.521E-08 
          33       COMB9         Max   1.536E-08 
          33       COMB9         Min   1.536E-08 
          33      COMB10         Max   -0.000018 
          33      COMB10         Min   -0.000018 
          33      COMB11         Max   2.294E-08 
          33      COMB11         Min   2.294E-08 
          33      COMB12         Max   -0.000018 
          33      COMB12         Min   -0.000018 
          33      COMB13         Max   4.015E-08 
          33      COMB13         Min   1.282E-08 
          33      COMB14         Max    0.000072 
          33      COMB14         Min   -0.000072 
          33         INV         Max    0.000072 
          33         INV         Min   -0.000072 
          34          PP               2.190E-08 
          34        PERM               1.272E-08 
          34        NEVE               8.707E-09 
          34      VENTOX              -9.600E-09 
          34      VENTOY               -0.000025 
          34      SISMAX         Max   1.107E-08 
          34      SISMAY         Max    0.000078 
          34        TERM               2.077E-08 
          34       COMB1         Max   5.540E-08 
          34       COMB1         Min   5.540E-08 
          34       COMB2         Max   6.411E-08 
          34       COMB2         Min   6.411E-08 
          34       COMB3         Max   4.580E-08 
          34       COMB3         Min   4.580E-08 
          34       COMB4         Max   -0.000025 
          34       COMB4         Min   -0.000025 
          34       COMB5         Max   5.451E-08 
          34       COMB5         Min   5.451E-08 
          34       COMB6         Max   -0.000025 
          34       COMB6         Min   -0.000025 
          34       COMB7         Max   1.386E-08 
          34       COMB7         Min   1.386E-08 
          34       COMB8         Max   2.256E-08 
          34       COMB8         Min   2.256E-08 
          34       COMB9         Max   4.257E-09 
          34       COMB9         Min   4.257E-09 
          34      COMB10         Max   -0.000025 
          34      COMB10         Min   -0.000025 
          34      COMB11         Max   1.296E-08 
          34      COMB11         Min   1.296E-08 
          34      COMB12         Max   -0.000025 
          34      COMB12         Min   -0.000025 
          34      COMB13         Max   5.441E-08 
          34      COMB13         Min   3.227E-08 
          34      COMB14         Max    0.000079 
          34      COMB14         Min   -0.000078 
          34         INV         Max    0.000079 
          34         INV         Min   -0.000078 
          35          PP               4.380E-09 
          35        PERM              -8.982E-08 
          35        NEVE              -6.146E-08 
          35      VENTOX              -5.769E-08 
          35      VENTOY               -0.000031 
          35      SISMAX         Max   1.040E-07 
          35      SISMAY         Max    0.000084 
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          35        TERM              -1.146E-08 
          35       COMB1         Max  -9.690E-08 
          35       COMB1         Min  -9.690E-08 
          35       COMB2         Max  -1.584E-07 
          35       COMB2         Min  -1.584E-07 
          35       COMB3         Max  -1.546E-07 
          35       COMB3         Min  -1.546E-07 
          35       COMB4         Max   -0.000032 
          35       COMB4         Min   -0.000032 
          35       COMB5         Max  -2.160E-07 
          35       COMB5         Min  -2.160E-07 
          35       COMB6         Max   -0.000032 
          35       COMB6         Min   -0.000032 
          35       COMB7         Max  -7.398E-08 
          35       COMB7         Min  -7.398E-08 
          35       COMB8         Max  -1.354E-07 
          35       COMB8         Min  -1.354E-07 
          35       COMB9         Max  -1.317E-07 
          35       COMB9         Min  -1.317E-07 
          35      COMB10         Max   -0.000032 
          35      COMB10         Min   -0.000032 
          35      COMB11         Max  -1.931E-07 
          35      COMB11         Min  -1.931E-07 
          35      COMB12         Max   -0.000032 
          35      COMB12         Min   -0.000032 
          35      COMB13         Max  -4.292E-08 
          35      COMB13         Min  -2.509E-07 
          35      COMB14         Max    0.000084 
          35      COMB14         Min   -0.000084 
          35         INV         Max    0.000084 
          35         INV         Min   -0.000084 
          36          PP              -7.963E-08 
          36        PERM              -4.296E-07 
          36        NEVE              -2.939E-07 
          36      VENTOX              -1.457E-07 
          36      VENTOY               -0.000036 
          36      SISMAX         Max   3.103E-07 
          36      SISMAY         Max    0.000088 
          36        TERM              -1.244E-07 
          36       COMB1         Max  -6.336E-07 
          36       COMB1         Min  -6.336E-07 
          36       COMB2         Max  -9.276E-07 
          36       COMB2         Min  -9.276E-07 
          36       COMB3         Max  -7.793E-07 
          36       COMB3         Min  -7.793E-07 
          36       COMB4         Max   -0.000037 
          36       COMB4         Min   -0.000037 
          36       COMB5         Max  -1.073E-06 
          36       COMB5         Min  -1.073E-06 
          36       COMB6         Max   -0.000037 
          36       COMB6         Min   -0.000037 
          36       COMB7         Max  -3.848E-07 
          36       COMB7         Min  -3.848E-07 
          36       COMB8         Max  -6.787E-07 
          36       COMB8         Min  -6.787E-07 
          36       COMB9         Max  -5.305E-07 
          36       COMB9         Min  -5.305E-07 
          36      COMB10         Max   -0.000037 
          36      COMB10         Min   -0.000037 
          36      COMB11         Max  -8.244E-07 
          36      COMB11         Min  -8.244E-07 
          36      COMB12         Max   -0.000037 
          36      COMB12         Min   -0.000037 
          36      COMB13         Max  -4.929E-07 
          36      COMB13         Min  -1.113E-06 
          36      COMB14         Max    0.000087 
          36      COMB14         Min   -0.000089 
          36         INV         Max    0.000087 
          36         INV         Min   -0.000089 
          37          PP              -2.737E-07 
          37        PERM              -9.372E-07 
          37        NEVE              -6.413E-07 
          37      VENTOX              -7.717E-08 
          37      VENTOY               -0.000039 
          37      SISMAX         Max   3.336E-07 
          37      SISMAY         Max    0.000089 
          37        TERM              -2.879E-07 
          37       COMB1         Max  -1.499E-06 
          37       COMB1         Min  -1.499E-06 
          37       COMB2         Max  -2.140E-06 
          37       COMB2         Min  -2.140E-06 
          37       COMB3         Max  -1.576E-06 
          37       COMB3         Min  -1.576E-06 
          37       COMB4         Max   -0.000040 
          37       COMB4         Min   -0.000040 
          37       COMB5         Max  -2.217E-06 
          37       COMB5         Min  -2.217E-06 
          37       COMB6         Max   -0.000041 
          37       COMB6         Min   -0.000041 
          37       COMB7         Max  -9.231E-07 
          37       COMB7         Min  -9.231E-07 
          37       COMB8         Max  -1.564E-06 
          37       COMB8         Min  -1.564E-06 
          37       COMB9         Max  -1.000E-06 
          37       COMB9         Min  -1.000E-06 
          37      COMB10         Max   -0.000039 
          37      COMB10         Min   -0.000039 
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          37      COMB11         Max  -1.641E-06 
          37      COMB11         Min  -1.641E-06 
          37      COMB12         Max   -0.000040 
          37      COMB12         Min   -0.000040 
          37      COMB13         Max  -1.519E-06 
          37      COMB13         Min  -2.186E-06 
          37      COMB14         Max    0.000088 
          37      COMB14         Min   -0.000091 
          37         INV         Max    0.000088 
          37         INV         Min   -0.000091 
          38          PP              -6.436E-07 
          38        PERM              -1.700E-06 
          38        NEVE              -1.163E-06 
          38      VENTOX               3.723E-07 
          38      VENTOY               -0.000037 
          38      SISMAX         Max   1.233E-07 
          38      SISMAY         Max    0.000087 
          38        TERM              -4.637E-07 
          38       COMB1         Max  -2.808E-06 
          38       COMB1         Min  -2.808E-06 
          38       COMB2         Max  -3.971E-06 
          38       COMB2         Min  -3.971E-06 
          38       COMB3         Max  -2.435E-06 
          38       COMB3         Min  -2.435E-06 
          38       COMB4         Max   -0.000040 
          38       COMB4         Min   -0.000040 
          38       COMB5         Max  -3.599E-06 
          38       COMB5         Min  -3.599E-06 
          38       COMB6         Max   -0.000041 
          38       COMB6         Min   -0.000041 
          38       COMB7         Max  -1.880E-06 
          38       COMB7         Min  -1.880E-06 
          38       COMB8         Max  -3.044E-06 
          38       COMB8         Min  -3.044E-06 
          38       COMB9         Max  -1.508E-06 
          38       COMB9         Min  -1.508E-06 
          38      COMB10         Max   -0.000039 
          38      COMB10         Min   -0.000039 
          38      COMB11         Max  -2.671E-06 
          38      COMB11         Min  -2.671E-06 
          38      COMB12         Max   -0.000040 
          38      COMB12         Min   -0.000040 
          38      COMB13         Max  -3.384E-06 
          38      COMB13         Min  -3.631E-06 
          38      COMB14         Max    0.000083 
          38      COMB14         Min   -0.000091 
          38         INV         Max    0.000083 
          38         INV         Min   -0.000091 
          39          PP              -6.194E-07 
          39        PERM              -1.557E-06 
          39        NEVE              -1.066E-06 
          39      VENTOX               1.769E-06 
          39      VENTOY               -0.000030 
          39      SISMAX         Max   2.143E-06 
          39      SISMAY         Max    0.000081 
          39        TERM               2.876E-07 
          39       COMB1         Max  -1.889E-06 
          39       COMB1         Min  -1.889E-06 
          39       COMB2         Max  -2.955E-06 
          39       COMB2         Min  -2.955E-06 
          39       COMB3         Max  -1.202E-07 
          39       COMB3         Min  -1.202E-07 
          39       COMB4         Max   -0.000032 
          39       COMB4         Min   -0.000032 
          39       COMB5         Max  -1.186E-06 
          39       COMB5         Min  -1.186E-06 
          39       COMB6         Max   -0.000033 
          39       COMB6         Min   -0.000033 
          39       COMB7         Max  -2.464E-06 
          39       COMB7         Min  -2.464E-06 
          39       COMB8         Max  -3.530E-06 
          39       COMB8         Min  -3.530E-06 
          39       COMB9         Max  -6.954E-07 
          39       COMB9         Min  -6.954E-07 
          39      COMB10         Max   -0.000032 
          39      COMB10         Min   -0.000032 
          39      COMB11         Max  -1.761E-06 
          39      COMB11         Min  -1.761E-06 
          39      COMB12         Max   -0.000033 
          39      COMB12         Min   -0.000033 
          39      COMB13         Max  -1.099E-06 
          39      COMB13         Min  -5.386E-06 
          39      COMB14         Max    0.000078 
          39      COMB14         Min   -0.000084 
          39         INV         Max    0.000078 
          39         INV         Min   -0.000084 
          40          PP              -2.864E-07 
          40        PERM              -7.635E-07 
          40        NEVE              -5.224E-07 
          40      VENTOX               2.122E-06 
          40      VENTOY               -0.000022 
          40      SISMAX         Max   2.844E-06 
          40      SISMAY         Max    0.000075 
          40        TERM               8.221E-07 
          40       COMB1         Max  -2.278E-07 
          40       COMB1         Min  -2.278E-07 
          40       COMB2         Max  -7.502E-07 
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          40       COMB2         Min  -7.502E-07 
          40       COMB3         Max   1.894E-06 
          40       COMB3         Min   1.894E-06 
          40       COMB4         Max   -0.000023 
          40       COMB4         Min   -0.000023 
          40       COMB5         Max   1.372E-06 
          40       COMB5         Min   1.372E-06 
          40       COMB6         Max   -0.000023 
          40       COMB6         Min   -0.000023 
          40       COMB7         Max  -1.872E-06 
          40       COMB7         Min  -1.872E-06 
          40       COMB8         Max  -2.394E-06 
          40       COMB8         Min  -2.394E-06 
          40       COMB9         Max   2.499E-07 
          40       COMB9         Min   2.499E-07 
          40      COMB10         Max   -0.000024 
          40      COMB10         Min   -0.000024 
          40      COMB11         Max  -2.725E-07 
          40      COMB11         Min  -2.725E-07 
          40      COMB12         Max   -0.000025 
          40      COMB12         Min   -0.000025 
          40      COMB13         Max   1.271E-06 
          40      COMB13         Min  -4.416E-06 
          40      COMB14         Max    0.000074 
          40      COMB14         Min   -0.000077 
          40         INV         Max    0.000074 
          40         INV         Min   -0.000077 
          41          PP               3.952E-19 
          41        PERM              -1.016E-19 
          41        NEVE              -1.085E-19 
          41      VENTOX              -2.084E-18 
          41      VENTOY               -0.000020 
          41      SISMAX         Max   1.195E-12 
          41      SISMAY         Max    0.000074 
          41        TERM              -5.428E-18 
          41       COMB1         Max  -5.134E-18 
          41       COMB1         Min  -5.134E-18 
          41       COMB2         Max  -5.243E-18 
          41       COMB2         Min  -5.243E-18 
          41       COMB3         Max  -7.219E-18 
          41       COMB3         Min  -7.219E-18 
          41       COMB4         Max   -0.000020 
          41       COMB4         Min   -0.000020 
          41       COMB5         Max  -7.327E-18 
          41       COMB5         Min  -7.327E-18 
          41       COMB6         Max   -0.000020 
          41       COMB6         Min   -0.000020 
          41       COMB7         Max   5.722E-18 
          41       COMB7         Min   5.722E-18 
          41       COMB8         Max   5.613E-18 
          41       COMB8         Min   5.613E-18 
          41       COMB9         Max   3.637E-18 
          41       COMB9         Min   3.637E-18 
          41      COMB10         Max   -0.000020 
          41      COMB10         Min   -0.000020 
          41      COMB11         Max   3.529E-18 
          41      COMB11         Min   3.529E-18 
          41      COMB12         Max   -0.000020 
          41      COMB12         Min   -0.000020 
          41      COMB13         Max   1.195E-12 
          41      COMB13         Min  -1.195E-12 
          41      COMB14         Max    0.000074 
          41      COMB14         Min   -0.000074 
          41         INV         Max    0.000074 
          41         INV         Min   -0.000074 
          42          PP               2.864E-07 
          42        PERM               7.635E-07 
          42        NEVE               5.224E-07 
          42      VENTOX              -2.122E-06 
          42      VENTOY               -0.000022 
          42      SISMAX         Max   2.844E-06 
          42      SISMAY         Max    0.000075 
          42        TERM              -8.221E-07 
          42       COMB1         Max   2.278E-07 
          42       COMB1         Min   2.278E-07 
          42       COMB2         Max   7.502E-07 
          42       COMB2         Min   7.502E-07 
          42       COMB3         Max  -1.894E-06 
          42       COMB3         Min  -1.894E-06 
          42       COMB4         Max   -0.000022 
          42       COMB4         Min   -0.000022 
          42       COMB5         Max  -1.372E-06 
          42       COMB5         Min  -1.372E-06 
          42       COMB6         Max   -0.000021 
          42       COMB6         Min   -0.000021 
          42       COMB7         Max   1.872E-06 
          42       COMB7         Min   1.872E-06 
          42       COMB8         Max   2.394E-06 
          42       COMB8         Min   2.394E-06 
          42       COMB9         Max  -2.499E-07 
          42       COMB9         Min  -2.499E-07 
          42      COMB10         Max   -0.000020 
          42      COMB10         Min   -0.000020 
          42      COMB11         Max   2.725E-07 
          42      COMB11         Min   2.725E-07 
          42      COMB12         Max   -0.000020 
          42      COMB12         Min   -0.000020 
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          42      COMB13         Max   4.416E-06 
          42      COMB13         Min  -1.271E-06 
          42      COMB14         Max    0.000077 
          42      COMB14         Min   -0.000074 
          42         INV         Max    0.000077 
          42         INV         Min   -0.000074 
          43          PP              -1.724E-07 
          43        PERM              -1.115E-06 
          43        NEVE              -7.632E-07 
          43      VENTOX               1.886E-07 
          43      VENTOY               6.859E-06 
          43      SISMAX         Max   1.422E-09 
          43      SISMAY         Max    0.000054 
          43        TERM              -1.375E-07 
          43       COMB1         Max  -1.425E-06 
          43       COMB1         Min  -1.425E-06 
          43       COMB2         Max  -2.189E-06 
          43       COMB2         Min  -2.189E-06 
          43       COMB3         Max  -1.237E-06 
          43       COMB3         Min  -1.237E-06 
          43       COMB4         Max   5.434E-06 
          43       COMB4         Min   5.434E-06 
          43       COMB5         Max  -2.000E-06 
          43       COMB5         Min  -2.000E-06 
          43       COMB6         Max   4.671E-06 
          43       COMB6         Min   4.671E-06 
          43       COMB7         Max  -1.150E-06 
          43       COMB7         Min  -1.150E-06 
          43       COMB8         Max  -1.914E-06 
          43       COMB8         Min  -1.914E-06 
          43       COMB9         Max  -9.617E-07 
          43       COMB9         Min  -9.617E-07 
          43      COMB10         Max   5.709E-06 
          43      COMB10         Min   5.709E-06 
          43      COMB11         Max  -1.725E-06 
          43      COMB11         Min  -1.725E-06 
          43      COMB12         Max   4.946E-06 
          43      COMB12         Min   4.946E-06 
          43      COMB13         Max  -2.050E-06 
          43      COMB13         Min  -2.052E-06 
          43      COMB14         Max    0.000052 
          43      COMB14         Min   -0.000056 
          43         INV         Max    0.000052 
          43         INV         Min   -0.000056 
          44          PP              -5.307E-08 
          44        PERM              -7.811E-07 
          44        NEVE              -5.344E-07 
          44      VENTOX               1.320E-07 
          44      VENTOY               5.388E-06 
          44      SISMAX         Max   8.318E-10 
          44      SISMAY         Max    0.000055 
          44        TERM              -4.393E-08 
          44       COMB1         Max  -8.781E-07 
          44       COMB1         Min  -8.781E-07 
          44       COMB2         Max  -1.413E-06 
          44       COMB2         Min  -1.413E-06 
          44       COMB3         Max  -7.461E-07 
          44       COMB3         Min  -7.461E-07 
          44       COMB4         Max   4.510E-06 
          44       COMB4         Min   4.510E-06 
          44       COMB5         Max  -1.281E-06 
          44       COMB5         Min  -1.281E-06 
          44       COMB6         Max   3.975E-06 
          44       COMB6         Min   3.975E-06 
          44       COMB7         Max  -7.902E-07 
          44       COMB7         Min  -7.902E-07 
          44       COMB8         Max  -1.325E-06 
          44       COMB8         Min  -1.325E-06 
          44       COMB9         Max  -6.582E-07 
          44       COMB9         Min  -6.582E-07 
          44      COMB10         Max   4.597E-06 
          44      COMB10         Min   4.597E-06 
          44      COMB11         Max  -1.193E-06 
          44      COMB11         Min  -1.193E-06 
          44      COMB12         Max   4.063E-06 
          44      COMB12         Min   4.063E-06 
          44      COMB13         Max  -1.368E-06 
          44      COMB13         Min  -1.369E-06 
          44      COMB14         Max    0.000054 
          44      COMB14         Min   -0.000056 
          44         INV         Max    0.000054 
          44         INV         Min   -0.000056 
          45          PP              -2.281E-10 
          45        PERM              -4.557E-07 
          45        NEVE              -3.118E-07 
          45      VENTOX               7.621E-08 
          45      VENTOY               1.542E-06 
          45      SISMAX         Max   1.105E-09 
          45      SISMAY         Max    0.000057 
          45        TERM              -1.939E-09 
          45       COMB1         Max  -4.578E-07 
          45       COMB1         Min  -4.578E-07 
          45       COMB2         Max  -7.696E-07 
          45       COMB2         Min  -7.696E-07 
          45       COMB3         Max  -3.816E-07 
          45       COMB3         Min  -3.816E-07 
          45       COMB4         Max   1.084E-06 
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          45       COMB4         Min   1.084E-06 
          45       COMB5         Max  -6.934E-07 
          45       COMB5         Min  -6.934E-07 
          45       COMB6         Max   7.726E-07 
          45       COMB6         Min   7.726E-07 
          45       COMB7         Max  -4.539E-07 
          45       COMB7         Min  -4.539E-07 
          45       COMB8         Max  -7.657E-07 
          45       COMB8         Min  -7.657E-07 
          45       COMB9         Max  -3.777E-07 
          45       COMB9         Min  -3.777E-07 
          45      COMB10         Max   1.088E-06 
          45      COMB10         Min   1.088E-06 
          45      COMB11         Max  -6.895E-07 
          45      COMB11         Min  -6.895E-07 
          45      COMB12         Max   7.765E-07 
          45      COMB12         Min   7.765E-07 
          45      COMB13         Max  -7.666E-07 
          45      COMB13         Min  -7.688E-07 
          45      COMB14         Max    0.000056 
          45      COMB14         Min   -0.000058 
          45         INV         Max    0.000056 
          45         INV         Min   -0.000058 
          46          PP               1.013E-08 
          46        PERM              -1.388E-07 
          46        NEVE              -9.500E-08 
          46      VENTOX               1.987E-08 
          46      VENTOY              -3.970E-06 
          46      SISMAX         Max   5.157E-09 
          46      SISMAY         Max    0.000061 
          46        TERM               6.334E-09 
          46       COMB1         Max  -1.224E-07 
          46       COMB1         Min  -1.224E-07 
          46       COMB2         Max  -2.174E-07 
          46       COMB2         Min  -2.174E-07 
          46       COMB3         Max  -1.025E-07 
          46       COMB3         Min  -1.025E-07 
          46       COMB4         Max  -4.092E-06 
          46       COMB4         Min  -4.092E-06 
          46       COMB5         Max  -1.975E-07 
          46       COMB5         Min  -1.975E-07 
          46       COMB6         Max  -4.187E-06 
          46       COMB6         Min  -4.187E-06 
          46       COMB7         Max  -1.350E-07 
          46       COMB7         Min  -1.350E-07 
          46       COMB8         Max  -2.300E-07 
          46       COMB8         Min  -2.300E-07 
          46       COMB9         Max  -1.152E-07 
          46       COMB9         Min  -1.152E-07 
          46      COMB10         Max  -4.105E-06 
          46      COMB10         Min  -4.105E-06 
          46      COMB11         Max  -2.102E-07 
          46      COMB11         Min  -2.102E-07 
          46      COMB12         Max  -4.200E-06 
          46      COMB12         Min  -4.200E-06 
          46      COMB13         Max  -2.186E-07 
          46      COMB13         Min  -2.289E-07 
          46      COMB14         Max    0.000061 
          46      COMB14         Min   -0.000061 
          46         INV         Max    0.000061 
          46         INV         Min   -0.000061 
          47          PP               5.302E-09 
          47        PERM              -2.474E-08 
          47        NEVE              -1.692E-08 
          47      VENTOX              -5.711E-09 
          47      VENTOY               -0.000011 
          47      SISMAX         Max   1.417E-08 
          47      SISMAY         Max    0.000066 
          47        TERM               5.122E-10 
          47       COMB1         Max  -1.892E-08 
          47       COMB1         Min  -1.892E-08 
          47       COMB2         Max  -3.585E-08 
          47       COMB2         Min  -3.585E-08 
          47       COMB3         Max  -2.463E-08 
          47       COMB3         Min  -2.463E-08 
          47       COMB4         Max   -0.000011 
          47       COMB4         Min   -0.000011 
          47       COMB5         Max  -4.156E-08 
          47       COMB5         Min  -4.156E-08 
          47       COMB6         Max   -0.000011 
          47       COMB6         Min   -0.000011 
          47       COMB7         Max  -1.995E-08 
          47       COMB7         Min  -1.995E-08 
          47       COMB8         Max  -3.687E-08 
          47       COMB8         Min  -3.687E-08 
          47       COMB9         Max  -2.566E-08 
          47       COMB9         Min  -2.566E-08 
          47      COMB10         Max   -0.000011 
          47      COMB10         Min   -0.000011 
          47      COMB11         Max  -4.258E-08 
          47      COMB11         Min  -4.258E-08 
          47      COMB12         Max   -0.000011 
          47      COMB12         Min   -0.000011 
          47      COMB13         Max  -2.219E-08 
          47      COMB13         Min  -5.053E-08 
          47      COMB14         Max    0.000066 
          47      COMB14         Min   -0.000066 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

517/ 799 

 
          47         INV         Max    0.000066 
          47         INV         Min   -0.000066 
          48          PP              -7.832E-09 
          48        PERM              -1.107E-08 
          48        NEVE              -7.577E-09 
          48      VENTOX              -7.723E-09 
          48      VENTOY               -0.000018 
          48      SISMAX         Max   1.367E-08 
          48      SISMAY         Max    0.000072 
          48        TERM              -1.127E-08 
          48       COMB1         Max  -3.017E-08 
          48       COMB1         Min  -3.017E-08 
          48       COMB2         Max  -3.775E-08 
          48       COMB2         Min  -3.775E-08 
          48       COMB3         Max  -3.790E-08 
          48       COMB3         Min  -3.790E-08 
          48       COMB4         Max   -0.000018 
          48       COMB4         Min   -0.000018 
          48       COMB5         Max  -4.547E-08 
          48       COMB5         Min  -4.547E-08 
          48       COMB6         Max   -0.000018 
          48       COMB6         Min   -0.000018 
          48       COMB7         Max  -7.636E-09 
          48       COMB7         Min  -7.636E-09 
          48       COMB8         Max  -1.521E-08 
          48       COMB8         Min  -1.521E-08 
          48       COMB9         Max  -1.536E-08 
          48       COMB9         Min  -1.536E-08 
          48      COMB10         Max   -0.000018 
          48      COMB10         Min   -0.000018 
          48      COMB11         Max  -2.294E-08 
          48      COMB11         Min  -2.294E-08 
          48      COMB12         Max   -0.000018 
          48      COMB12         Min   -0.000018 
          48      COMB13         Max  -1.282E-08 
          48      COMB13         Min  -4.015E-08 
          48      COMB14         Max    0.000072 
          48      COMB14         Min   -0.000072 
          48         INV         Max    0.000072 
          48         INV         Min   -0.000072 
          49          PP              -2.190E-08 
          49        PERM              -1.272E-08 
          49        NEVE              -8.707E-09 
          49      VENTOX               9.600E-09 
          49      VENTOY               -0.000025 
          49      SISMAX         Max   1.107E-08 
          49      SISMAY         Max    0.000078 
          49        TERM              -2.077E-08 
          49       COMB1         Max  -5.540E-08 
          49       COMB1         Min  -5.540E-08 
          49       COMB2         Max  -6.411E-08 
          49       COMB2         Min  -6.411E-08 
          49       COMB3         Max  -4.580E-08 
          49       COMB3         Min  -4.580E-08 
          49       COMB4         Max   -0.000025 
          49       COMB4         Min   -0.000025 
          49       COMB5         Max  -5.451E-08 
          49       COMB5         Min  -5.451E-08 
          49       COMB6         Max   -0.000025 
          49       COMB6         Min   -0.000025 
          49       COMB7         Max  -1.386E-08 
          49       COMB7         Min  -1.386E-08 
          49       COMB8         Max  -2.256E-08 
          49       COMB8         Min  -2.256E-08 
          49       COMB9         Max  -4.257E-09 
          49       COMB9         Min  -4.257E-09 
          49      COMB10         Max   -0.000025 
          49      COMB10         Min   -0.000025 
          49      COMB11         Max  -1.296E-08 
          49      COMB11         Min  -1.296E-08 
          49      COMB12         Max   -0.000025 
          49      COMB12         Min   -0.000025 
          49      COMB13         Max  -3.227E-08 
          49      COMB13         Min  -5.441E-08 
          49      COMB14         Max    0.000078 
          49      COMB14         Min   -0.000079 
          49         INV         Max    0.000078 
          49         INV         Min   -0.000079 
          50          PP              -4.380E-09 
          50        PERM               8.982E-08 
          50        NEVE               6.146E-08 
          50      VENTOX               5.769E-08 
          50      VENTOY               -0.000032 
          50      SISMAX         Max   1.040E-07 
          50      SISMAY         Max    0.000084 
          50        TERM               1.146E-08 
          50       COMB1         Max   9.690E-08 
          50       COMB1         Min   9.690E-08 
          50       COMB2         Max   1.584E-07 
          50       COMB2         Min   1.584E-07 
          50       COMB3         Max   1.546E-07 
          50       COMB3         Min   1.546E-07 
          50       COMB4         Max   -0.000031 
          50       COMB4         Min   -0.000031 
          50       COMB5         Max   2.160E-07 
          50       COMB5         Min   2.160E-07 
          50       COMB6         Max   -0.000031 
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          50       COMB6         Min   -0.000031 
          50       COMB7         Max   7.398E-08 
          50       COMB7         Min   7.398E-08 
          50       COMB8         Max   1.354E-07 
          50       COMB8         Min   1.354E-07 
          50       COMB9         Max   1.317E-07 
          50       COMB9         Min   1.317E-07 
          50      COMB10         Max   -0.000031 
          50      COMB10         Min   -0.000031 
          50      COMB11         Max   1.931E-07 
          50      COMB11         Min   1.931E-07 
          50      COMB12         Max   -0.000031 
          50      COMB12         Min   -0.000031 
          50      COMB13         Max   2.509E-07 
          50      COMB13         Min   4.292E-08 
          50      COMB14         Max    0.000084 
          50      COMB14         Min   -0.000084 
          50         INV         Max    0.000084 
          50         INV         Min   -0.000084 
          51          PP               7.963E-08 
          51        PERM               4.296E-07 
          51        NEVE               2.939E-07 
          51      VENTOX               1.457E-07 
          51      VENTOY               -0.000036 
          51      SISMAX         Max   3.103E-07 
          51      SISMAY         Max    0.000088 
          51        TERM               1.244E-07 
          51       COMB1         Max   6.336E-07 
          51       COMB1         Min   6.336E-07 
          51       COMB2         Max   9.276E-07 
          51       COMB2         Min   9.276E-07 
          51       COMB3         Max   7.793E-07 
          51       COMB3         Min   7.793E-07 
          51       COMB4         Max   -0.000036 
          51       COMB4         Min   -0.000036 
          51       COMB5         Max   1.073E-06 
          51       COMB5         Min   1.073E-06 
          51       COMB6         Max   -0.000035 
          51       COMB6         Min   -0.000035 
          51       COMB7         Max   3.848E-07 
          51       COMB7         Min   3.848E-07 
          51       COMB8         Max   6.787E-07 
          51       COMB8         Min   6.787E-07 
          51       COMB9         Max   5.305E-07 
          51       COMB9         Min   5.305E-07 
          51      COMB10         Max   -0.000036 
          51      COMB10         Min   -0.000036 
          51      COMB11         Max   8.244E-07 
          51      COMB11         Min   8.244E-07 
          51      COMB12         Max   -0.000036 
          51      COMB12         Min   -0.000036 
          51      COMB13         Max   1.113E-06 
          51      COMB13         Min   4.929E-07 
          51      COMB14         Max    0.000089 
          51      COMB14         Min   -0.000087 
          51         INV         Max    0.000089 
          51         INV         Min   -0.000087 
          52          PP               2.737E-07 
          52        PERM               9.372E-07 
          52        NEVE               6.413E-07 
          52      VENTOX               7.717E-08 
          52      VENTOY               -0.000038 
          52      SISMAX         Max   3.336E-07 
          52      SISMAY         Max    0.000089 
          52        TERM               2.879E-07 
          52       COMB1         Max   1.499E-06 
          52       COMB1         Min   1.499E-06 
          52       COMB2         Max   2.140E-06 
          52       COMB2         Min   2.140E-06 
          52       COMB3         Max   1.576E-06 
          52       COMB3         Min   1.576E-06 
          52       COMB4         Max   -0.000037 
          52       COMB4         Min   -0.000037 
          52       COMB5         Max   2.217E-06 
          52       COMB5         Min   2.217E-06 
          52       COMB6         Max   -0.000036 
          52       COMB6         Min   -0.000036 
          52       COMB7         Max   9.231E-07 
          52       COMB7         Min   9.231E-07 
          52       COMB8         Max   1.564E-06 
          52       COMB8         Min   1.564E-06 
          52       COMB9         Max   1.000E-06 
          52       COMB9         Min   1.000E-06 
          52      COMB10         Max   -0.000038 
          52      COMB10         Min   -0.000038 
          52      COMB11         Max   1.641E-06 
          52      COMB11         Min   1.641E-06 
          52      COMB12         Max   -0.000037 
          52      COMB12         Min   -0.000037 
          52      COMB13         Max   2.186E-06 
          52      COMB13         Min   1.519E-06 
          52      COMB14         Max    0.000091 
          52      COMB14         Min   -0.000088 
          52         INV         Max    0.000091 
          52         INV         Min   -0.000088 
          53          PP               6.436E-07 
          53        PERM               1.700E-06 
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          53        NEVE               1.163E-06 
          53      VENTOX              -3.723E-07 
          53      VENTOY               -0.000037 
          53      SISMAX         Max   1.233E-07 
          53      SISMAY         Max    0.000087 
          53        TERM               4.637E-07 
          53       COMB1         Max   2.808E-06 
          53       COMB1         Min   2.808E-06 
          53       COMB2         Max   3.971E-06 
          53       COMB2         Min   3.971E-06 
          53       COMB3         Max   2.435E-06 
          53       COMB3         Min   2.435E-06 
          53       COMB4         Max   -0.000034 
          53       COMB4         Min   -0.000034 
          53       COMB5         Max   3.599E-06 
          53       COMB5         Min   3.599E-06 
          53       COMB6         Max   -0.000033 
          53       COMB6         Min   -0.000033 
          53       COMB7         Max   1.880E-06 
          53       COMB7         Min   1.880E-06 
          53       COMB8         Max   3.044E-06 
          53       COMB8         Min   3.044E-06 
          53       COMB9         Max   1.508E-06 
          53       COMB9         Min   1.508E-06 
          53      COMB10         Max   -0.000035 
          53      COMB10         Min   -0.000035 
          53      COMB11         Max   2.671E-06 
          53      COMB11         Min   2.671E-06 
          53      COMB12         Max   -0.000034 
          53      COMB12         Min   -0.000034 
          53      COMB13         Max   3.631E-06 
          53      COMB13         Min   3.384E-06 
          53      COMB14         Max    0.000091 
          53      COMB14         Min   -0.000083 
          53         INV         Max    0.000091 
          53         INV         Min   -0.000083 
          54          PP               6.194E-07 
          54        PERM               1.557E-06 
          54        NEVE               1.066E-06 
          54      VENTOX              -1.769E-06 
          54      VENTOY               -0.000030 
          54      SISMAX         Max   2.143E-06 
          54      SISMAY         Max    0.000081 
          54        TERM              -2.876E-07 
          54       COMB1         Max   1.889E-06 
          54       COMB1         Min   1.889E-06 
          54       COMB2         Max   2.955E-06 
          54       COMB2         Min   2.955E-06 
          54       COMB3         Max   1.202E-07 
          54       COMB3         Min   1.202E-07 
          54       COMB4         Max   -0.000028 
          54       COMB4         Min   -0.000028 
          54       COMB5         Max   1.186E-06 
          54       COMB5         Min   1.186E-06 
          54       COMB6         Max   -0.000027 
          54       COMB6         Min   -0.000027 
          54       COMB7         Max   2.464E-06 
          54       COMB7         Min   2.464E-06 
          54       COMB8         Max   3.530E-06 
          54       COMB8         Min   3.530E-06 
          54       COMB9         Max   6.954E-07 
          54       COMB9         Min   6.954E-07 
          54      COMB10         Max   -0.000027 
          54      COMB10         Min   -0.000027 
          54      COMB11         Max   1.761E-06 
          54      COMB11         Min   1.761E-06 
          54      COMB12         Max   -0.000026 
          54      COMB12         Min   -0.000026 
          54      COMB13         Max   5.386E-06 
          54      COMB13         Min   1.099E-06 
          54      COMB14         Max    0.000084 
          54      COMB14         Min   -0.000078 
          54         INV         Max    0.000084 
          54         INV         Min   -0.000078 
          ~1          PP               2.439E-10 
          ~1        PERM               1.556E-09 
          ~1        NEVE               1.065E-09 
          ~1      VENTOX              -2.630E-10 
          ~1      VENTOY               9.400E-09 
          ~1      SISMAX         Max   2.607E-08 
          ~1      SISMAY         Max   2.655E-07 
          ~1        TERM               1.945E-10 
          ~1       COMB1         Max   1.995E-09 
          ~1       COMB1         Min   1.995E-09 
          ~1       COMB2         Max   3.060E-09 
          ~1       COMB2         Min   3.060E-09 
          ~1       COMB3         Max   1.732E-09 
          ~1       COMB3         Min   1.732E-09 
          ~1       COMB4         Max   1.139E-08 
          ~1       COMB4         Min   1.139E-08 
          ~1       COMB5         Max   2.796E-09 
          ~1       COMB5         Min   2.796E-09 
          ~1       COMB6         Max   1.246E-08 
          ~1       COMB6         Min   1.246E-08 
          ~1       COMB7         Max   1.606E-09 
          ~1       COMB7         Min   1.606E-09 
          ~1       COMB8         Max   2.670E-09 
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          ~1       COMB8         Min   2.670E-09 
          ~1       COMB9         Max   1.343E-09 
          ~1       COMB9         Min   1.343E-09 
          ~1      COMB10         Max   1.101E-08 
          ~1      COMB10         Min   1.101E-08 
          ~1      COMB11         Max   2.407E-09 
          ~1      COMB11         Min   2.407E-09 
          ~1      COMB12         Max   1.207E-08 
          ~1      COMB12         Min   1.207E-08 
          ~1      COMB13         Max   2.894E-08 
          ~1      COMB13         Min  -2.321E-08 
          ~1      COMB14         Max   2.683E-07 
          ~1      COMB14         Min  -2.626E-07 
          ~1         INV         Max   2.683E-07 
          ~1         INV         Min  -2.626E-07 
          ~2          PP               2.117E-11 
          ~2        PERM               1.248E-10 
          ~2        NEVE               8.539E-11 
          ~2      VENTOX              -2.103E-11 
          ~2      VENTOY               5.727E-10 
          ~2      SISMAX         Max   8.290E-09 
          ~2      SISMAY         Max   7.765E-08 
          ~2        TERM               1.686E-11 
          ~2       COMB1         Max   1.628E-10 
          ~2       COMB1         Min   1.628E-10 
          ~2       COMB2         Max   2.482E-10 
          ~2       COMB2         Min   2.482E-10 
          ~2       COMB3         Max   1.418E-10 
          ~2       COMB3         Min   1.418E-10 
          ~2       COMB4         Max   7.355E-10 
          ~2       COMB4         Min   7.355E-10 
          ~2       COMB5         Max   2.272E-10 
          ~2       COMB5         Min   2.272E-10 
          ~2       COMB6         Max   8.209E-10 
          ~2       COMB6         Min   8.209E-10 
          ~2       COMB7         Max   1.291E-10 
          ~2       COMB7         Min   1.291E-10 
          ~2       COMB8         Max   2.145E-10 
          ~2       COMB8         Min   2.145E-10 
          ~2       COMB9         Max   1.081E-10 
          ~2       COMB9         Min   1.081E-10 
          ~2      COMB10         Max   7.018E-10 
          ~2      COMB10         Min   7.018E-10 
          ~2      COMB11         Max   1.935E-10 
          ~2      COMB11         Min   1.935E-10 
          ~2      COMB12         Max   7.872E-10 
          ~2      COMB12         Min   7.872E-10 
          ~2      COMB13         Max   8.522E-09 
          ~2      COMB13         Min  -8.059E-09 
          ~2      COMB14         Max   7.788E-08 
          ~2      COMB14         Min  -7.742E-08 
          ~2         INV         Max   7.788E-08 
          ~2         INV         Min  -7.742E-08 
          ~3          PP              -1.077E-10 
          ~3        PERM              -6.914E-10 
          ~3        NEVE              -4.731E-10 
          ~3      VENTOX               1.169E-10 
          ~3      VENTOY              -4.256E-09 
          ~3      SISMAX         Max   1.198E-08 
          ~3      SISMAY         Max   1.336E-07 
          ~3        TERM              -8.588E-11 
          ~3       COMB1         Max  -8.850E-10 
          ~3       COMB1         Min  -8.850E-10 
          ~3       COMB2         Max  -1.358E-09 
          ~3       COMB2         Min  -1.358E-09 
          ~3       COMB3         Max  -7.681E-10 
          ~3       COMB3         Min  -7.681E-10 
          ~3       COMB4         Max  -5.141E-09 
          ~3       COMB4         Min  -5.141E-09 
          ~3       COMB5         Max  -1.241E-09 
          ~3       COMB5         Min  -1.241E-09 
          ~3       COMB6         Max  -5.614E-09 
          ~3       COMB6         Min  -5.614E-09 
          ~3       COMB7         Max  -7.132E-10 
          ~3       COMB7         Min  -7.132E-10 
          ~3       COMB8         Max  -1.186E-09 
          ~3       COMB8         Min  -1.186E-09 
          ~3       COMB9         Max  -5.963E-10 
          ~3       COMB9         Min  -5.963E-10 
          ~3      COMB10         Max  -4.969E-09 
          ~3      COMB10         Min  -4.969E-09 
          ~3      COMB11         Max  -1.069E-09 
          ~3      COMB11         Min  -1.069E-09 
          ~3      COMB12         Max  -5.442E-09 
          ~3      COMB12         Min  -5.442E-09 
          ~3      COMB13         Max   1.071E-08 
          ~3      COMB13         Min  -1.326E-08 
          ~3      COMB14         Max   1.323E-07 
          ~3      COMB14         Min  -1.348E-07 
          ~3         INV         Max   1.323E-07 
          ~3         INV         Min  -1.348E-07 
          ~4          PP              -1.426E-10 
          ~4        PERM              -8.924E-10 
          ~4        NEVE              -6.106E-10 
          ~4      VENTOX               1.507E-10 
          ~4      VENTOY              -5.085E-09 
          ~4      SISMAX         Max   2.249E-08 
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          ~4      SISMAY         Max   2.128E-07 
          ~4        TERM              -1.137E-10 
          ~4       COMB1         Max  -1.149E-09 
          ~4       COMB1         Min  -1.149E-09 
          ~4       COMB2         Max  -1.759E-09 
          ~4       COMB2         Min  -1.759E-09 
          ~4       COMB3         Max  -9.979E-10 
          ~4       COMB3         Min  -9.979E-10 
          ~4       COMB4         Max  -6.234E-09 
          ~4       COMB4         Min  -6.234E-09 
          ~4       COMB5         Max  -1.609E-09 
          ~4       COMB5         Min  -1.609E-09 
          ~4       COMB6         Max  -6.844E-09 
          ~4       COMB6         Min  -6.844E-09 
          ~4       COMB7         Max  -9.213E-10 
          ~4       COMB7         Min  -9.213E-10 
          ~4       COMB8         Max  -1.532E-09 
          ~4       COMB8         Min  -1.532E-09 
          ~4       COMB9         Max  -7.706E-10 
          ~4       COMB9         Min  -7.706E-10 
          ~4      COMB10         Max  -6.006E-09 
          ~4      COMB10         Min  -6.006E-09 
          ~4      COMB11         Max  -1.381E-09 
          ~4      COMB11         Min  -1.381E-09 
          ~4      COMB12         Max  -6.617E-09 
          ~4      COMB12         Min  -6.617E-09 
          ~4      COMB13         Max   2.084E-08 
          ~4      COMB13         Min  -2.413E-08 
          ~4      COMB14         Max   2.111E-07 
          ~4      COMB14         Min  -2.144E-07 
          ~4         INV         Max   2.111E-07 
          ~4         INV         Min  -2.144E-07 
          ~5          PP              -4.840E-11 
          ~5        PERM              -4.099E-10 
          ~5        NEVE              -2.805E-10 
          ~5      VENTOX               6.885E-11 
          ~5      VENTOY              -1.631E-09 
          ~5      SISMAX         Max   1.829E-08 
          ~5      SISMAY         Max   2.441E-07 
          ~5        TERM              -3.906E-11 
          ~5       COMB1         Max  -4.974E-10 
          ~5       COMB1         Min  -4.974E-10 
          ~5       COMB2         Max  -7.779E-10 
          ~5       COMB2         Min  -7.779E-10 
          ~5       COMB3         Max  -4.286E-10 
          ~5       COMB3         Min  -4.286E-10 
          ~5       COMB4         Max  -2.128E-09 
          ~5       COMB4         Min  -2.128E-09 
          ~5       COMB5         Max  -7.090E-10 
          ~5       COMB5         Min  -7.090E-10 
          ~5       COMB6         Max  -2.409E-09 
          ~5       COMB6         Min  -2.409E-09 
          ~5       COMB7         Max  -4.193E-10 
          ~5       COMB7         Min  -4.193E-10 
          ~5       COMB8         Max  -6.998E-10 
          ~5       COMB8         Min  -6.998E-10 
          ~5       COMB9         Max  -3.504E-10 
          ~5       COMB9         Min  -3.504E-10 
          ~5      COMB10         Max  -2.050E-09 
          ~5      COMB10         Min  -2.050E-09 
          ~5      COMB11         Max  -6.309E-10 
          ~5      COMB11         Min  -6.309E-10 
          ~5      COMB12         Max  -2.330E-09 
          ~5      COMB12         Min  -2.330E-09 
          ~5      COMB13         Max   1.755E-08 
          ~5      COMB13         Min  -1.903E-08 
          ~5      COMB14         Max   2.434E-07 
          ~5      COMB14         Min  -2.449E-07 
          ~5         INV         Max   2.434E-07 
          ~5         INV         Min  -2.449E-07 
          ~6          PP              -5.263E-12 
          ~6        PERM              -1.669E-10 
          ~6        NEVE              -1.142E-10 
          ~6      VENTOX               2.788E-11 
          ~6      VENTOY              -4.997E-10 
          ~6      SISMAX         Max   8.357E-09 
          ~6      SISMAY         Max   1.010E-07 
          ~6        TERM              -4.750E-12 
          ~6       COMB1         Max  -1.769E-10 
          ~6       COMB1         Min  -1.769E-10 
          ~6       COMB2         Max  -2.910E-10 
          ~6       COMB2         Min  -2.910E-10 
          ~6       COMB3         Max  -1.490E-10 
          ~6       COMB3         Min  -1.490E-10 
          ~6       COMB4         Max  -6.765E-10 
          ~6       COMB4         Min  -6.765E-10 
          ~6       COMB5         Max  -2.631E-10 
          ~6       COMB5         Min  -2.631E-10 
          ~6       COMB6         Max  -7.907E-10 
          ~6       COMB6         Min  -7.907E-10 
          ~6       COMB7         Max  -1.674E-10 
          ~6       COMB7         Min  -1.674E-10 
          ~6       COMB8         Max  -2.815E-10 
          ~6       COMB8         Min  -2.815E-10 
          ~6       COMB9         Max  -1.395E-10 
          ~6       COMB9         Min  -1.395E-10 
          ~6      COMB10         Max  -6.670E-10 
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          ~6      COMB10         Min  -6.670E-10 
          ~6      COMB11         Max  -2.536E-10 
          ~6      COMB11         Min  -2.536E-10 
          ~6      COMB12         Max  -7.812E-10 
          ~6      COMB12         Min  -7.812E-10 
          ~6      COMB13         Max   8.071E-09 
          ~6      COMB13         Min  -8.644E-09 
          ~6      COMB14         Max   1.007E-07 
          ~6      COMB14         Min  -1.013E-07 
          ~6         INV         Max   1.007E-07 
          ~6         INV         Min  -1.013E-07 
          ~7          PP               2.090E-11 
          ~7        PERM               1.234E-10 
          ~7        NEVE               8.444E-11 
          ~7      VENTOX              -2.079E-11 
          ~7      VENTOY               5.628E-10 
          ~7      SISMAX         Max   8.878E-09 
          ~7      SISMAY         Max   1.295E-07 
          ~7        TERM               1.664E-11 
          ~7       COMB1         Max   1.610E-10 
          ~7       COMB1         Min   1.610E-10 
          ~7       COMB2         Max   2.454E-10 
          ~7       COMB2         Min   2.454E-10 
          ~7       COMB3         Max   1.402E-10 
          ~7       COMB3         Min   1.402E-10 
          ~7       COMB4         Max   7.237E-10 
          ~7       COMB4         Min   7.237E-10 
          ~7       COMB5         Max   2.246E-10 
          ~7       COMB5         Min   2.246E-10 
          ~7       COMB6         Max   8.082E-10 
          ~7       COMB6         Min   8.082E-10 
          ~7       COMB7         Max   1.277E-10 
          ~7       COMB7         Min   1.277E-10 
          ~7       COMB8         Max   2.121E-10 
          ~7       COMB8         Min   2.121E-10 
          ~7       COMB9         Max   1.069E-10 
          ~7       COMB9         Min   1.069E-10 
          ~7      COMB10         Max   6.904E-10 
          ~7      COMB10         Min   6.904E-10 
          ~7      COMB11         Max   1.913E-10 
          ~7      COMB11         Min   1.913E-10 
          ~7      COMB12         Max   7.749E-10 
          ~7      COMB12         Min   7.749E-10 
          ~7      COMB13         Max   9.107E-09 
          ~7      COMB13         Min  -8.650E-09 
          ~7      COMB14         Max   1.298E-07 
          ~7      COMB14         Min  -1.293E-07 
          ~7         INV         Max   1.298E-07 
          ~7         INV         Min  -1.293E-07 
          ~8          PP               3.008E-11 
          ~8        PERM               4.608E-10 
          ~8        NEVE               3.153E-10 
          ~8      VENTOX              -7.715E-11 
          ~8      VENTOY               1.557E-09 
          ~8      SISMAX         Max   1.767E-08 
          ~8      SISMAY         Max   2.193E-07 
          ~8        TERM               2.512E-11 
          ~8       COMB1         Max   5.160E-10 
          ~8       COMB1         Min   5.160E-10 
          ~8       COMB2         Max   8.314E-10 
          ~8       COMB2         Min   8.314E-10 
          ~8       COMB3         Max   4.389E-10 
          ~8       COMB3         Min   4.389E-10 
          ~8       COMB4         Max   2.073E-09 
          ~8       COMB4         Min   2.073E-09 
          ~8       COMB5         Max   7.542E-10 
          ~8       COMB5         Min   7.542E-10 
          ~8       COMB6         Max   2.388E-09 
          ~8       COMB6         Min   2.388E-09 
          ~8       COMB7         Max   4.658E-10 
          ~8       COMB7         Min   4.658E-10 
          ~8       COMB8         Max   7.811E-10 
          ~8       COMB8         Min   7.811E-10 
          ~8       COMB9         Max   3.886E-10 
          ~8       COMB9         Min   3.886E-10 
          ~8      COMB10         Max   2.022E-09 
          ~8      COMB10         Min   2.022E-09 
          ~8      COMB11         Max   7.040E-10 
          ~8      COMB11         Min   7.040E-10 
          ~8      COMB12         Max   2.338E-09 
          ~8      COMB12         Min   2.338E-09 
          ~8      COMB13         Max   1.848E-08 
          ~8      COMB13         Min  -1.686E-08 
          ~8      COMB14         Max   2.201E-07 
          ~8      COMB14         Min  -2.185E-07 
          ~8         INV         Max   2.201E-07 
          ~8         INV         Min  -2.185E-07 
          ~9          PP               1.263E-11 
          ~9        PERM               3.738E-10 
          ~9        NEVE               2.557E-10 
          ~9      VENTOX              -6.219E-11 
          ~9      VENTOY               8.145E-10 
          ~9      SISMAX         Max   2.195E-08 
          ~9      SISMAY         Max   2.307E-07 
          ~9        TERM               1.142E-11 
          ~9       COMB1         Max   3.978E-10 
          ~9       COMB1         Min   3.978E-10 
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          ~9       COMB2         Max   6.536E-10 
          ~9       COMB2         Min   6.536E-10 
          ~9       COMB3         Max   3.356E-10 
          ~9       COMB3         Min   3.356E-10 
          ~9       COMB4         Max   1.212E-09 
          ~9       COMB4         Min   1.212E-09 
          ~9       COMB5         Max   5.914E-10 
          ~9       COMB5         Min   5.914E-10 
          ~9       COMB6         Max   1.468E-09 
          ~9       COMB6         Min   1.468E-09 
          ~9       COMB7         Max   3.750E-10 
          ~9       COMB7         Min   3.750E-10 
          ~9       COMB8         Max   6.307E-10 
          ~9       COMB8         Min   6.307E-10 
          ~9       COMB9         Max   3.128E-10 
          ~9       COMB9         Min   3.128E-10 
          ~9      COMB10         Max   1.190E-09 
          ~9      COMB10         Min   1.190E-09 
          ~9      COMB11         Max   5.685E-10 
          ~9      COMB11         Min   5.685E-10 
          ~9      COMB12         Max   1.445E-09 
          ~9      COMB12         Min   1.445E-09 
          ~9      COMB13         Max   2.259E-08 
          ~9      COMB13         Min  -2.131E-08 
          ~9      COMB14         Max   2.314E-07 
          ~9      COMB14         Min  -2.301E-07 
          ~9         INV         Max   2.314E-07 
          ~9         INV         Min  -2.301E-07 
         ~10          PP               1.924E-12 
         ~10        PERM               2.875E-11 
         ~10        NEVE               1.967E-11 
         ~10      VENTOX              -4.518E-12 
         ~10      VENTOY              -2.441E-10 
         ~10      SISMAX         Max   1.178E-08 
         ~10      SISMAY         Max   1.116E-07 
         ~10        TERM               1.747E-12 
         ~10       COMB1         Max   3.242E-11 
         ~10       COMB1         Min   3.242E-11 
         ~10       COMB2         Max   5.209E-11 
         ~10       COMB2         Min   5.209E-11 
         ~10       COMB3         Max   2.790E-11 
         ~10       COMB3         Min   2.790E-11 
         ~10       COMB4         Max  -2.117E-10 
         ~10       COMB4         Min  -2.117E-10 
         ~10       COMB5         Max   4.757E-11 
         ~10       COMB5         Min   4.757E-11 
         ~10       COMB6         Max  -1.921E-10 
         ~10       COMB6         Min  -1.921E-10 
         ~10       COMB7         Max   2.892E-11 
         ~10       COMB7         Min   2.892E-11 
         ~10       COMB8         Max   4.859E-11 
         ~10       COMB8         Min   4.859E-11 
         ~10       COMB9         Max   2.441E-11 
         ~10       COMB9         Min   2.441E-11 
         ~10      COMB10         Max  -2.152E-10 
         ~10      COMB10         Min  -2.152E-10 
         ~10      COMB11         Max   4.408E-11 
         ~10      COMB11         Min   4.408E-11 
         ~10      COMB12         Max  -1.956E-10 
         ~10      COMB12         Min  -1.956E-10 
         ~10      COMB13         Max   1.183E-08 
         ~10      COMB13         Min  -1.173E-08 
         ~10      COMB14         Max   1.116E-07 
         ~10      COMB14         Min  -1.115E-07 
         ~10         INV         Max   1.116E-07 
         ~10         INV         Min  -1.115E-07 
         ~11          PP              -5.212E-12 
         ~11        PERM              -1.666E-10 
         ~11        NEVE              -1.140E-10 
         ~11      VENTOX               2.783E-11 
         ~11      VENTOY              -4.975E-10 
         ~11      SISMAX         Max   9.354E-09 
         ~11      SISMAY         Max   1.248E-07 
         ~11        TERM              -4.711E-12 
         ~11       COMB1         Max  -1.765E-10 
         ~11       COMB1         Min  -1.765E-10 
         ~11       COMB2         Max  -2.905E-10 
         ~11       COMB2         Min  -2.905E-10 
         ~11       COMB3         Max  -1.487E-10 
         ~11       COMB3         Min  -1.487E-10 
         ~11       COMB4         Max  -6.740E-10 
         ~11       COMB4         Min  -6.740E-10 
         ~11       COMB5         Max  -2.627E-10 
         ~11       COMB5         Min  -2.627E-10 
         ~11       COMB6         Max  -7.880E-10 
         ~11       COMB6         Min  -7.880E-10 
         ~11       COMB7         Max  -1.671E-10 
         ~11       COMB7         Min  -1.671E-10 
         ~11       COMB8         Max  -2.811E-10 
         ~11       COMB8         Min  -2.811E-10 
         ~11       COMB9         Max  -1.393E-10 
         ~11       COMB9         Min  -1.393E-10 
         ~11      COMB10         Max  -6.646E-10 
         ~11      COMB10         Min  -6.646E-10 
         ~11      COMB11         Max  -2.533E-10 
         ~11      COMB11         Min  -2.533E-10 
         ~11      COMB12         Max  -7.786E-10 
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         ~11      COMB12         Min  -7.786E-10 
         ~11      COMB13         Max   9.068E-09 
         ~11      COMB13         Min  -9.639E-09 
         ~11      COMB14         Max   1.245E-07 
         ~11      COMB14         Min  -1.251E-07 
         ~11         INV         Max   1.245E-07 
         ~11         INV         Min  -1.251E-07 
         ~12          PP              -8.779E-12 
         ~12        PERM              -2.123E-10 
         ~12        NEVE              -1.452E-10 
         ~12      VENTOX               3.487E-11 
         ~12      VENTOY               5.442E-11 
         ~12      SISMAX         Max   2.480E-08 
         ~12      SISMAY         Max   2.174E-07 
         ~12        TERM              -7.951E-12 
         ~12       COMB1         Max  -2.290E-10 
         ~12       COMB1         Min  -2.290E-10 
         ~12       COMB2         Max  -3.742E-10 
         ~12       COMB2         Min  -3.742E-10 
         ~12       COMB3         Max  -1.941E-10 
         ~12       COMB3         Min  -1.941E-10 
         ~12       COMB4         Max  -1.746E-10 
         ~12       COMB4         Min  -1.746E-10 
         ~12       COMB5         Max  -3.394E-10 
         ~12       COMB5         Min  -3.394E-10 
         ~12       COMB6         Max  -3.198E-10 
         ~12       COMB6         Min  -3.198E-10 
         ~12       COMB7         Max  -2.131E-10 
         ~12       COMB7         Min  -2.131E-10 
         ~12       COMB8         Max  -3.583E-10 
         ~12       COMB8         Min  -3.583E-10 
         ~12       COMB9         Max  -1.782E-10 
         ~12       COMB9         Min  -1.782E-10 
         ~12      COMB10         Max  -1.587E-10 
         ~12      COMB10         Min  -1.587E-10 
         ~12      COMB11         Max  -3.235E-10 
         ~12      COMB11         Min  -3.235E-10 
         ~12      COMB12         Max  -3.039E-10 
         ~12      COMB12         Min  -3.039E-10 
         ~12      COMB13         Max   2.444E-08 
         ~12      COMB13         Min  -2.517E-08 
         ~12      COMB14         Max   2.170E-07 
         ~12      COMB14         Min  -2.177E-07 
         ~12         INV         Max   2.170E-07 
         ~12         INV         Min  -2.177E-07 
         ~13          PP              -3.008E-12 
         ~13        PERM              -7.198E-11 
         ~13        NEVE              -4.925E-11 
         ~13      VENTOX               9.029E-12 
         ~13      VENTOY               3.483E-09 
         ~13      SISMAX         Max   2.998E-08 
         ~13      SISMAY         Max   2.131E-07 
         ~13        TERM              -3.841E-12 
         ~13       COMB1         Max  -7.883E-11 
         ~13       COMB1         Min  -7.883E-11 
         ~13       COMB2         Max  -1.281E-10 
         ~13       COMB2         Min  -1.281E-10 
         ~13       COMB3         Max  -6.980E-11 
         ~13       COMB3         Min  -6.980E-11 
         ~13       COMB4         Max   3.404E-09 
         ~13       COMB4         Min   3.404E-09 
         ~13       COMB5         Max  -1.191E-10 
         ~13       COMB5         Min  -1.191E-10 
         ~13       COMB6         Max   3.355E-09 
         ~13       COMB6         Min   3.355E-09 
         ~13       COMB7         Max  -7.115E-11 
         ~13       COMB7         Min  -7.115E-11 
         ~13       COMB8         Max  -1.204E-10 
         ~13       COMB8         Min  -1.204E-10 
         ~13       COMB9         Max  -6.212E-11 
         ~13       COMB9         Min  -6.212E-11 
         ~13      COMB10         Max   3.412E-09 
         ~13      COMB10         Min   3.412E-09 
         ~13      COMB11         Max  -1.114E-10 
         ~13      COMB11         Min  -1.114E-10 
         ~13      COMB12         Max   3.363E-09 
         ~13      COMB12         Min   3.363E-09 
         ~13      COMB13         Max   2.986E-08 
         ~13      COMB13         Min  -3.011E-08 
         ~13      COMB14         Max   2.130E-07 
         ~13      COMB14         Min  -2.132E-07 
         ~13         INV         Max   2.130E-07 
         ~13         INV         Min  -2.132E-07 
         ~14          PP               1.062E-12 
         ~14        PERM              -1.407E-11 
         ~14        NEVE              -9.628E-12 
         ~14      VENTOX              -2.623E-13 
         ~14      VENTOY               3.230E-09 
         ~14      SISMAX         Max   1.332E-08 
         ~14      SISMAY         Max   1.148E-07 
         ~14        TERM              -2.413E-13 
         ~14       COMB1         Max  -1.325E-11 
         ~14       COMB1         Min  -1.325E-11 
         ~14       COMB2         Max  -2.288E-11 
         ~14       COMB2         Min  -2.288E-11 
         ~14       COMB3         Max  -1.351E-11 
         ~14       COMB3         Min  -1.351E-11 
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         ~14       COMB4         Max   3.217E-09 
         ~14       COMB4         Min   3.217E-09 
         ~14       COMB5         Max  -2.314E-11 
         ~14       COMB5         Min  -2.314E-11 
         ~14       COMB6         Max   3.207E-09 
         ~14       COMB6         Min   3.207E-09 
         ~14       COMB7         Max  -1.277E-11 
         ~14       COMB7         Min  -1.277E-11 
         ~14       COMB8         Max  -2.240E-11 
         ~14       COMB8         Min  -2.240E-11 
         ~14       COMB9         Max  -1.303E-11 
         ~14       COMB9         Min  -1.303E-11 
         ~14      COMB10         Max   3.218E-09 
         ~14      COMB10         Min   3.218E-09 
         ~14      COMB11         Max  -2.266E-11 
         ~14      COMB11         Min  -2.266E-11 
         ~14      COMB12         Max   3.208E-09 
         ~14      COMB12         Min   3.208E-09 
         ~14      COMB13         Max   1.330E-08 
         ~14      COMB13         Min  -1.335E-08 
         ~14      COMB14         Max   1.148E-07 
         ~14      COMB14         Min  -1.148E-07 
         ~14         INV         Max   1.148E-07 
         ~14         INV         Min  -1.148E-07 
         ~15          PP               1.908E-12 
         ~15        PERM               2.834E-11 
         ~15        NEVE               1.939E-11 
         ~15      VENTOX              -4.444E-12 
         ~15      VENTOY              -2.540E-10 
         ~15      SISMAX         Max   1.337E-08 
         ~15      SISMAY         Max   1.162E-07 
         ~15        TERM               1.736E-12 
         ~15       COMB1         Max   3.199E-11 
         ~15       COMB1         Min   3.199E-11 
         ~15       COMB2         Max   5.138E-11 
         ~15       COMB2         Min   5.138E-11 
         ~15       COMB3         Max   2.754E-11 
         ~15       COMB3         Min   2.754E-11 
         ~15       COMB4         Max  -2.220E-10 
         ~15       COMB4         Min  -2.220E-10 
         ~15       COMB5         Max   4.694E-11 
         ~15       COMB5         Min   4.694E-11 
         ~15       COMB6         Max  -2.026E-10 
         ~15       COMB6         Min  -2.026E-10 
         ~15       COMB7         Max   2.852E-11 
         ~15       COMB7         Min   2.852E-11 
         ~15       COMB8         Max   4.791E-11 
         ~15       COMB8         Min   4.791E-11 
         ~15       COMB9         Max   2.407E-11 
         ~15       COMB9         Min   2.407E-11 
         ~15      COMB10         Max  -2.255E-10 
         ~15      COMB10         Min  -2.255E-10 
         ~15      COMB11         Max   4.347E-11 
         ~15      COMB11         Min   4.347E-11 
         ~15      COMB12         Max  -2.061E-10 
         ~15      COMB12         Min  -2.061E-10 
         ~15      COMB13         Max   1.342E-08 
         ~15      COMB13         Min  -1.332E-08 
         ~15      COMB14         Max   1.162E-07 
         ~15      COMB14         Min  -1.161E-07 
         ~15         INV         Max   1.162E-07 
         ~15         INV         Min  -1.161E-07 
         ~16          PP              -4.713E-13 
         ~16        PERM               5.526E-11 
         ~16        NEVE               3.781E-11 
         ~16      VENTOX              -3.515E-12 
         ~16      VENTOY              -6.970E-09 
         ~16      SISMAX         Max   3.027E-08 
         ~16      SISMAY         Max   2.129E-07 
         ~16        TERM               2.090E-12 
         ~16       COMB1         Max   5.688E-11 
         ~16       COMB1         Min   5.688E-11 
         ~16       COMB2         Max   9.469E-11 
         ~16       COMB2         Min   9.469E-11 
         ~16       COMB3         Max   5.337E-11 
         ~16       COMB3         Min   5.337E-11 
         ~16       COMB4         Max  -6.913E-09 
         ~16       COMB4         Min  -6.913E-09 
         ~16       COMB5         Max   9.118E-11 
         ~16       COMB5         Min   9.118E-11 
         ~16       COMB6         Max  -6.875E-09 
         ~16       COMB6         Min  -6.875E-09 
         ~16       COMB7         Max   5.270E-11 
         ~16       COMB7         Min   5.270E-11 
         ~16       COMB8         Max   9.051E-11 
         ~16       COMB8         Min   9.051E-11 
         ~16       COMB9         Max   4.919E-11 
         ~16       COMB9         Min   4.919E-11 
         ~16      COMB10         Max  -6.917E-09 
         ~16      COMB10         Min  -6.917E-09 
         ~16      COMB11         Max   8.700E-11 
         ~16      COMB11         Min   8.700E-11 
         ~16      COMB12         Max  -6.880E-09 
         ~16      COMB12         Min  -6.880E-09 
         ~16      COMB13         Max   3.037E-08 
         ~16      COMB13         Min  -3.018E-08 
         ~16      COMB14         Max   2.130E-07 
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         ~16      COMB14         Min  -2.128E-07 
         ~16         INV         Max   2.130E-07 
         ~16         INV         Min  -2.128E-07 
         ~17          PP              -2.439E-10 
         ~17        PERM              -1.556E-09 
         ~17        NEVE              -1.065E-09 
         ~17      VENTOX               2.630E-10 
         ~17      VENTOY               8.491E-09 
         ~17      SISMAX         Max   2.607E-08 
         ~17      SISMAY         Max   2.655E-07 
         ~17        TERM              -1.945E-10 
         ~17       COMB1         Max  -1.995E-09 
         ~17       COMB1         Min  -1.995E-09 
         ~17       COMB2         Max  -3.060E-09 
         ~17       COMB2         Min  -3.060E-09 
         ~17       COMB3         Max  -1.732E-09 
         ~17       COMB3         Min  -1.732E-09 
         ~17       COMB4         Max   6.496E-09 
         ~17       COMB4         Min   6.496E-09 
         ~17       COMB5         Max  -2.796E-09 
         ~17       COMB5         Min  -2.796E-09 
         ~17       COMB6         Max   5.432E-09 
         ~17       COMB6         Min   5.432E-09 
         ~17       COMB7         Max  -1.606E-09 
         ~17       COMB7         Min  -1.606E-09 
         ~17       COMB8         Max  -2.670E-09 
         ~17       COMB8         Min  -2.670E-09 
         ~17       COMB9         Max  -1.343E-09 
         ~17       COMB9         Min  -1.343E-09 
         ~17      COMB10         Max   6.885E-09 
         ~17      COMB10         Min   6.885E-09 
         ~17      COMB11         Max  -2.407E-09 
         ~17      COMB11         Min  -2.407E-09 
         ~17      COMB12         Max   5.821E-09 
         ~17      COMB12         Min   5.821E-09 
         ~17      COMB13         Max   2.321E-08 
         ~17      COMB13         Min  -2.894E-08 
         ~17      COMB14         Max   2.626E-07 
         ~17      COMB14         Min  -2.683E-07 
         ~17         INV         Max   2.626E-07 
         ~17         INV         Min  -2.683E-07 
         ~18          PP              -2.117E-11 
         ~18        PERM              -1.248E-10 
         ~18        NEVE              -8.539E-11 
         ~18      VENTOX               2.103E-11 
         ~18      VENTOY               4.957E-10 
         ~18      SISMAX         Max   8.290E-09 
         ~18      SISMAY         Max   7.765E-08 
         ~18        TERM              -1.686E-11 
         ~18       COMB1         Max  -1.628E-10 
         ~18       COMB1         Min  -1.628E-10 
         ~18       COMB2         Max  -2.482E-10 
         ~18       COMB2         Min  -2.482E-10 
         ~18       COMB3         Max  -1.418E-10 
         ~18       COMB3         Min  -1.418E-10 
         ~18       COMB4         Max   3.329E-10 
         ~18       COMB4         Min   3.329E-10 
         ~18       COMB5         Max  -2.272E-10 
         ~18       COMB5         Min  -2.272E-10 
         ~18       COMB6         Max   2.475E-10 
         ~18       COMB6         Min   2.475E-10 
         ~18       COMB7         Max  -1.291E-10 
         ~18       COMB7         Min  -1.291E-10 
         ~18       COMB8         Max  -2.145E-10 
         ~18       COMB8         Min  -2.145E-10 
         ~18       COMB9         Max  -1.081E-10 
         ~18       COMB9         Min  -1.081E-10 
         ~18      COMB10         Max   3.666E-10 
         ~18      COMB10         Min   3.666E-10 
         ~18      COMB11         Max  -1.935E-10 
         ~18      COMB11         Min  -1.935E-10 
         ~18      COMB12         Max   2.812E-10 
         ~18      COMB12         Min   2.812E-10 
         ~18      COMB13         Max   8.059E-09 
         ~18      COMB13         Min  -8.522E-09 
         ~18      COMB14         Max   7.741E-08 
         ~18      COMB14         Min  -7.788E-08 
         ~18         INV         Max   7.741E-08 
         ~18         INV         Min  -7.788E-08 
         ~19          PP               1.077E-10 
         ~19        PERM               6.914E-10 
         ~19        NEVE               4.731E-10 
         ~19      VENTOX              -1.169E-10 
         ~19      VENTOY              -3.854E-09 
         ~19      SISMAX         Max   1.198E-08 
         ~19      SISMAY         Max   1.336E-07 
         ~19        TERM               8.588E-11 
         ~19       COMB1         Max   8.850E-10 
         ~19       COMB1         Min   8.850E-10 
         ~19       COMB2         Max   1.358E-09 
         ~19       COMB2         Min   1.358E-09 
         ~19       COMB3         Max   7.681E-10 
         ~19       COMB3         Min   7.681E-10 
         ~19       COMB4         Max  -2.969E-09 
         ~19       COMB4         Min  -2.969E-09 
         ~19       COMB5         Max   1.241E-09 
         ~19       COMB5         Min   1.241E-09 
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         ~19       COMB6         Max  -2.496E-09 
         ~19       COMB6         Min  -2.496E-09 
         ~19       COMB7         Max   7.132E-10 
         ~19       COMB7         Min   7.132E-10 
         ~19       COMB8         Max   1.186E-09 
         ~19       COMB8         Min   1.186E-09 
         ~19       COMB9         Max   5.963E-10 
         ~19       COMB9         Min   5.963E-10 
         ~19      COMB10         Max  -3.140E-09 
         ~19      COMB10         Min  -3.140E-09 
         ~19      COMB11         Max   1.069E-09 
         ~19      COMB11         Min   1.069E-09 
         ~19      COMB12         Max  -2.667E-09 
         ~19      COMB12         Min  -2.667E-09 
         ~19      COMB13         Max   1.326E-08 
         ~19      COMB13         Min  -1.071E-08 
         ~19      COMB14         Max   1.348E-07 
         ~19      COMB14         Min  -1.323E-07 
         ~19         INV         Max   1.348E-07 
         ~19         INV         Min  -1.323E-07 
         ~20          PP               1.426E-10 
         ~20        PERM               8.924E-10 
         ~20        NEVE               6.106E-10 
         ~20      VENTOX              -1.507E-10 
         ~20      VENTOY              -4.557E-09 
         ~20      SISMAX         Max   2.249E-08 
         ~20      SISMAY         Max   2.128E-07 
         ~20        TERM               1.137E-10 
         ~20       COMB1         Max   1.149E-09 
         ~20       COMB1         Min   1.149E-09 
         ~20       COMB2         Max   1.759E-09 
         ~20       COMB2         Min   1.759E-09 
         ~20       COMB3         Max   9.979E-10 
         ~20       COMB3         Min   9.979E-10 
         ~20       COMB4         Max  -3.408E-09 
         ~20       COMB4         Min  -3.408E-09 
         ~20       COMB5         Max   1.609E-09 
         ~20       COMB5         Min   1.609E-09 
         ~20       COMB6         Max  -2.798E-09 
         ~20       COMB6         Min  -2.798E-09 
         ~20       COMB7         Max   9.213E-10 
         ~20       COMB7         Min   9.213E-10 
         ~20       COMB8         Max   1.532E-09 
         ~20       COMB8         Min   1.532E-09 
         ~20       COMB9         Max   7.706E-10 
         ~20       COMB9         Min   7.706E-10 
         ~20      COMB10         Max  -3.636E-09 
         ~20      COMB10         Min  -3.636E-09 
         ~20      COMB11         Max   1.381E-09 
         ~20      COMB11         Min   1.381E-09 
         ~20      COMB12         Max  -3.025E-09 
         ~20      COMB12         Min  -3.025E-09 
         ~20      COMB13         Max   2.413E-08 
         ~20      COMB13         Min  -2.084E-08 
         ~20      COMB14         Max   2.144E-07 
         ~20      COMB14         Min  -2.111E-07 
         ~20         INV         Max   2.144E-07 
         ~20         INV         Min  -2.111E-07 
         ~21          PP               4.840E-11 
         ~21        PERM               4.099E-10 
         ~21        NEVE               2.805E-10 
         ~21      VENTOX              -6.885E-11 
         ~21      VENTOY              -1.459E-09 
         ~21      SISMAX         Max   1.829E-08 
         ~21      SISMAY         Max   2.441E-07 
         ~21        TERM               3.906E-11 
         ~21       COMB1         Max   4.974E-10 
         ~21       COMB1         Min   4.974E-10 
         ~21       COMB2         Max   7.779E-10 
         ~21       COMB2         Min   7.779E-10 
         ~21       COMB3         Max   4.286E-10 
         ~21       COMB3         Min   4.286E-10 
         ~21       COMB4         Max  -9.615E-10 
         ~21       COMB4         Min  -9.615E-10 
         ~21       COMB5         Max   7.090E-10 
         ~21       COMB5         Min   7.090E-10 
         ~21       COMB6         Max  -6.810E-10 
         ~21       COMB6         Min  -6.810E-10 
         ~21       COMB7         Max   4.193E-10 
         ~21       COMB7         Min   4.193E-10 
         ~21       COMB8         Max   6.998E-10 
         ~21       COMB8         Min   6.998E-10 
         ~21       COMB9         Max   3.504E-10 
         ~21       COMB9         Min   3.504E-10 
         ~21      COMB10         Max  -1.040E-09 
         ~21      COMB10         Min  -1.040E-09 
         ~21      COMB11         Max   6.309E-10 
         ~21      COMB11         Min   6.309E-10 
         ~21      COMB12         Max  -7.591E-10 
         ~21      COMB12         Min  -7.591E-10 
         ~21      COMB13         Max   1.903E-08 
         ~21      COMB13         Min  -1.755E-08 
         ~21      COMB14         Max   2.449E-07 
         ~21      COMB14         Min  -2.434E-07 
         ~21         INV         Max   2.449E-07 
         ~21         INV         Min  -2.434E-07 
         ~22          PP               5.263E-12 
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         ~22        PERM               1.669E-10 
         ~22        NEVE               1.142E-10 
         ~22      VENTOX              -2.788E-11 
         ~22      VENTOY              -4.851E-10 
         ~22      SISMAX         Max   8.357E-09 
         ~22      SISMAY         Max   1.010E-07 
         ~22        TERM               4.750E-12 
         ~22       COMB1         Max   1.769E-10 
         ~22       COMB1         Min   1.769E-10 
         ~22       COMB2         Max   2.910E-10 
         ~22       COMB2         Min   2.910E-10 
         ~22       COMB3         Max   1.490E-10 
         ~22       COMB3         Min   1.490E-10 
         ~22       COMB4         Max  -3.082E-10 
         ~22       COMB4         Min  -3.082E-10 
         ~22       COMB5         Max   2.631E-10 
         ~22       COMB5         Min   2.631E-10 
         ~22       COMB6         Max  -1.941E-10 
         ~22       COMB6         Min  -1.941E-10 
         ~22       COMB7         Max   1.674E-10 
         ~22       COMB7         Min   1.674E-10 
         ~22       COMB8         Max   2.815E-10 
         ~22       COMB8         Min   2.815E-10 
         ~22       COMB9         Max   1.395E-10 
         ~22       COMB9         Min   1.395E-10 
         ~22      COMB10         Max  -3.177E-10 
         ~22      COMB10         Min  -3.177E-10 
         ~22      COMB11         Max   2.536E-10 
         ~22      COMB11         Min   2.536E-10 
         ~22      COMB12         Max  -2.036E-10 
         ~22      COMB12         Min  -2.036E-10 
         ~22      COMB13         Max   8.643E-09 
         ~22      COMB13         Min  -8.071E-09 
         ~22      COMB14         Max   1.013E-07 
         ~22      COMB14         Min  -1.007E-07 
         ~22         INV         Max   1.013E-07 
         ~22         INV         Min  -1.007E-07 
         ~23          PP              -2.090E-11 
         ~23        PERM              -1.234E-10 
         ~23        NEVE              -8.444E-11 
         ~23      VENTOX               2.079E-11 
         ~23      VENTOY               4.868E-10 
         ~23      SISMAX         Max   8.878E-09 
         ~23      SISMAY         Max   1.295E-07 
         ~23        TERM              -1.664E-11 
         ~23       COMB1         Max  -1.610E-10 
         ~23       COMB1         Min  -1.610E-10 
         ~23       COMB2         Max  -2.454E-10 
         ~23       COMB2         Min  -2.454E-10 
         ~23       COMB3         Max  -1.402E-10 
         ~23       COMB3         Min  -1.402E-10 
         ~23       COMB4         Max   3.259E-10 
         ~23       COMB4         Min   3.259E-10 
         ~23       COMB5         Max  -2.246E-10 
         ~23       COMB5         Min  -2.246E-10 
         ~23       COMB6         Max   2.414E-10 
         ~23       COMB6         Min   2.414E-10 
         ~23       COMB7         Max  -1.277E-10 
         ~23       COMB7         Min  -1.277E-10 
         ~23       COMB8         Max  -2.121E-10 
         ~23       COMB8         Min  -2.121E-10 
         ~23       COMB9         Max  -1.069E-10 
         ~23       COMB9         Min  -1.069E-10 
         ~23      COMB10         Max   3.591E-10 
         ~23      COMB10         Min   3.591E-10 
         ~23      COMB11         Max  -1.913E-10 
         ~23      COMB11         Min  -1.913E-10 
         ~23      COMB12         Max   2.747E-10 
         ~23      COMB12         Min   2.747E-10 
         ~23      COMB13         Max   8.650E-09 
         ~23      COMB13         Min  -9.107E-09 
         ~23      COMB14         Max   1.293E-07 
         ~23      COMB14         Min  -1.298E-07 
         ~23         INV         Max   1.293E-07 
         ~23         INV         Min  -1.298E-07 
         ~24          PP              -3.008E-11 
         ~24        PERM              -4.608E-10 
         ~24        NEVE              -3.153E-10 
         ~24      VENTOX               7.715E-11 
         ~24      VENTOY               1.457E-09 
         ~24      SISMAX         Max   1.767E-08 
         ~24      SISMAY         Max   2.193E-07 
         ~24        TERM              -2.512E-11 
         ~24       COMB1         Max  -5.160E-10 
         ~24       COMB1         Min  -5.160E-10 
         ~24       COMB2         Max  -8.314E-10 
         ~24       COMB2         Min  -8.314E-10 
         ~24       COMB3         Max  -4.389E-10 
         ~24       COMB3         Min  -4.389E-10 
         ~24       COMB4         Max   9.408E-10 
         ~24       COMB4         Min   9.408E-10 
         ~24       COMB5         Max  -7.542E-10 
         ~24       COMB5         Min  -7.542E-10 
         ~24       COMB6         Max   6.255E-10 
         ~24       COMB6         Min   6.255E-10 
         ~24       COMB7         Max  -4.658E-10 
         ~24       COMB7         Min  -4.658E-10 
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         ~24       COMB8         Max  -7.811E-10 
         ~24       COMB8         Min  -7.811E-10 
         ~24       COMB9         Max  -3.886E-10 
         ~24       COMB9         Min  -3.886E-10 
         ~24      COMB10         Max   9.911E-10 
         ~24      COMB10         Min   9.911E-10 
         ~24      COMB11         Max  -7.040E-10 
         ~24      COMB11         Min  -7.040E-10 
         ~24      COMB12         Max   6.757E-10 
         ~24      COMB12         Min   6.757E-10 
         ~24      COMB13         Max   1.686E-08 
         ~24      COMB13         Min  -1.848E-08 
         ~24      COMB14         Max   2.185E-07 
         ~24      COMB14         Min  -2.201E-07 
         ~24         INV         Max   2.185E-07 
         ~24         INV         Min  -2.201E-07 
         ~25          PP              -1.263E-11 
         ~25        PERM              -3.738E-10 
         ~25        NEVE              -2.557E-10 
         ~25      VENTOX               6.219E-11 
         ~25      VENTOY               7.790E-10 
         ~25      SISMAX         Max   2.195E-08 
         ~25      SISMAY         Max   2.307E-07 
         ~25        TERM              -1.142E-11 
         ~25       COMB1         Max  -3.978E-10 
         ~25       COMB1         Min  -3.978E-10 
         ~25       COMB2         Max  -6.536E-10 
         ~25       COMB2         Min  -6.536E-10 
         ~25       COMB3         Max  -3.356E-10 
         ~25       COMB3         Min  -3.356E-10 
         ~25       COMB4         Max   3.812E-10 
         ~25       COMB4         Min   3.812E-10 
         ~25       COMB5         Max  -5.914E-10 
         ~25       COMB5         Min  -5.914E-10 
         ~25       COMB6         Max   1.254E-10 
         ~25       COMB6         Min   1.254E-10 
         ~25       COMB7         Max  -3.750E-10 
         ~25       COMB7         Min  -3.750E-10 
         ~25       COMB8         Max  -6.307E-10 
         ~25       COMB8         Min  -6.307E-10 
         ~25       COMB9         Max  -3.128E-10 
         ~25       COMB9         Min  -3.128E-10 
         ~25      COMB10         Max   4.040E-10 
         ~25      COMB10         Min   4.040E-10 
         ~25      COMB11         Max  -5.685E-10 
         ~25      COMB11         Min  -5.685E-10 
         ~25      COMB12         Max   1.483E-10 
         ~25      COMB12         Min   1.483E-10 
         ~25      COMB13         Max   2.131E-08 
         ~25      COMB13         Min  -2.259E-08 
         ~25      COMB14         Max   2.301E-07 
         ~25      COMB14         Min  -2.314E-07 
         ~25         INV         Max   2.301E-07 
         ~25         INV         Min  -2.314E-07 
         ~26          PP              -1.924E-12 
         ~26        PERM              -2.875E-11 
         ~26        NEVE              -1.967E-11 
         ~26      VENTOX               4.518E-12 
         ~26      VENTOY              -2.502E-10 
         ~26      SISMAX         Max   1.178E-08 
         ~26      SISMAY         Max   1.116E-07 
         ~26        TERM              -1.747E-12 
         ~26       COMB1         Max  -3.242E-11 
         ~26       COMB1         Min  -3.242E-11 
         ~26       COMB2         Max  -5.209E-11 
         ~26       COMB2         Min  -5.209E-11 
         ~26       COMB3         Max  -2.790E-11 
         ~26       COMB3         Min  -2.790E-11 
         ~26       COMB4         Max  -2.827E-10 
         ~26       COMB4         Min  -2.827E-10 
         ~26       COMB5         Max  -4.757E-11 
         ~26       COMB5         Min  -4.757E-11 
         ~26       COMB6         Max  -3.023E-10 
         ~26       COMB6         Min  -3.023E-10 
         ~26       COMB7         Max  -2.892E-11 
         ~26       COMB7         Min  -2.892E-11 
         ~26       COMB8         Max  -4.859E-11 
         ~26       COMB8         Min  -4.859E-11 
         ~26       COMB9         Max  -2.441E-11 
         ~26       COMB9         Min  -2.441E-11 
         ~26      COMB10         Max  -2.792E-10 
         ~26      COMB10         Min  -2.792E-10 
         ~26      COMB11         Max  -4.408E-11 
         ~26      COMB11         Min  -4.408E-11 
         ~26      COMB12         Max  -2.988E-10 
         ~26      COMB12         Min  -2.988E-10 
         ~26      COMB13         Max   1.173E-08 
         ~26      COMB13         Min  -1.183E-08 
         ~26      COMB14         Max   1.115E-07 
         ~26      COMB14         Min  -1.116E-07 
         ~26         INV         Max   1.115E-07 
         ~26         INV         Min  -1.116E-07 
         ~27          PP               5.212E-12 
         ~27        PERM               1.666E-10 
         ~27        NEVE               1.140E-10 
         ~27      VENTOX              -2.783E-11 
         ~27      VENTOY              -4.831E-10 
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         ~27      SISMAX         Max   9.354E-09 
         ~27      SISMAY         Max   1.248E-07 
         ~27        TERM               4.711E-12 
         ~27       COMB1         Max   1.765E-10 
         ~27       COMB1         Min   1.765E-10 
         ~27       COMB2         Max   2.905E-10 
         ~27       COMB2         Min   2.905E-10 
         ~27       COMB3         Max   1.487E-10 
         ~27       COMB3         Min   1.487E-10 
         ~27       COMB4         Max  -3.066E-10 
         ~27       COMB4         Min  -3.066E-10 
         ~27       COMB5         Max   2.627E-10 
         ~27       COMB5         Min   2.627E-10 
         ~27       COMB6         Max  -1.926E-10 
         ~27       COMB6         Min  -1.926E-10 
         ~27       COMB7         Max   1.671E-10 
         ~27       COMB7         Min   1.671E-10 
         ~27       COMB8         Max   2.811E-10 
         ~27       COMB8         Min   2.811E-10 
         ~27       COMB9         Max   1.393E-10 
         ~27       COMB9         Min   1.393E-10 
         ~27      COMB10         Max  -3.160E-10 
         ~27      COMB10         Min  -3.160E-10 
         ~27      COMB11         Max   2.533E-10 
         ~27      COMB11         Min   2.533E-10 
         ~27      COMB12         Max  -2.021E-10 
         ~27      COMB12         Min  -2.021E-10 
         ~27      COMB13         Max   9.640E-09 
         ~27      COMB13         Min  -9.068E-09 
         ~27      COMB14         Max   1.251E-07 
         ~27      COMB14         Min  -1.245E-07 
         ~27         INV         Max   1.251E-07 
         ~27         INV         Min  -1.245E-07 
         ~28          PP               8.779E-12 
         ~28        PERM               2.123E-10 
         ~28        NEVE               1.452E-10 
         ~28      VENTOX              -3.487E-11 
         ~28      VENTOY               8.026E-11 
         ~28      SISMAX         Max   2.480E-08 
         ~28      SISMAY         Max   2.174E-07 
         ~28        TERM               7.951E-12 
         ~28       COMB1         Max   2.290E-10 
         ~28       COMB1         Min   2.290E-10 
         ~28       COMB2         Max   3.742E-10 
         ~28       COMB2         Min   3.742E-10 
         ~28       COMB3         Max   1.941E-10 
         ~28       COMB3         Min   1.941E-10 
         ~28       COMB4         Max   3.093E-10 
         ~28       COMB4         Min   3.093E-10 
         ~28       COMB5         Max   3.394E-10 
         ~28       COMB5         Min   3.394E-10 
         ~28       COMB6         Max   4.545E-10 
         ~28       COMB6         Min   4.545E-10 
         ~28       COMB7         Max   2.131E-10 
         ~28       COMB7         Min   2.131E-10 
         ~28       COMB8         Max   3.583E-10 
         ~28       COMB8         Min   3.583E-10 
         ~28       COMB9         Max   1.782E-10 
         ~28       COMB9         Min   1.782E-10 
         ~28      COMB10         Max   2.934E-10 
         ~28      COMB10         Min   2.934E-10 
         ~28      COMB11         Max   3.235E-10 
         ~28      COMB11         Min   3.235E-10 
         ~28      COMB12         Max   4.386E-10 
         ~28      COMB12         Min   4.386E-10 
         ~28      COMB13         Max   2.517E-08 
         ~28      COMB13         Min  -2.444E-08 
         ~28      COMB14         Max   2.177E-07 
         ~28      COMB14         Min  -2.170E-07 
         ~28         INV         Max   2.177E-07 
         ~28         INV         Min  -2.170E-07 
         ~29          PP               3.008E-12 
         ~29        PERM               7.198E-11 
         ~29        NEVE               4.925E-11 
         ~29      VENTOX              -9.029E-12 
         ~29      VENTOY               3.483E-09 
         ~29      SISMAX         Max   2.998E-08 
         ~29      SISMAY         Max   2.131E-07 
         ~29        TERM               3.841E-12 
         ~29       COMB1         Max   7.883E-11 
         ~29       COMB1         Min   7.883E-11 
         ~29       COMB2         Max   1.281E-10 
         ~29       COMB2         Min   1.281E-10 
         ~29       COMB3         Max   6.980E-11 
         ~29       COMB3         Min   6.980E-11 
         ~29       COMB4         Max   3.562E-09 
         ~29       COMB4         Min   3.562E-09 
         ~29       COMB5         Max   1.191E-10 
         ~29       COMB5         Min   1.191E-10 
         ~29       COMB6         Max   3.611E-09 
         ~29       COMB6         Min   3.611E-09 
         ~29       COMB7         Max   7.115E-11 
         ~29       COMB7         Min   7.115E-11 
         ~29       COMB8         Max   1.204E-10 
         ~29       COMB8         Min   1.204E-10 
         ~29       COMB9         Max   6.212E-11 
         ~29       COMB9         Min   6.212E-11 
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         ~29      COMB10         Max   3.554E-09 
         ~29      COMB10         Min   3.554E-09 
         ~29      COMB11         Max   1.114E-10 
         ~29      COMB11         Min   1.114E-10 
         ~29      COMB12         Max   3.604E-09 
         ~29      COMB12         Min   3.604E-09 
         ~29      COMB13         Max   3.011E-08 
         ~29      COMB13         Min  -2.986E-08 
         ~29      COMB14         Max   2.132E-07 
         ~29      COMB14         Min  -2.130E-07 
         ~29         INV         Max   2.132E-07 
         ~29         INV         Min  -2.130E-07 
         ~30          PP              -1.062E-12 
         ~30        PERM               1.407E-11 
         ~30        NEVE               9.628E-12 
         ~30      VENTOX               2.623E-13 
         ~30      VENTOY               3.217E-09 
         ~30      SISMAX         Max   1.333E-08 
         ~30      SISMAY         Max   1.148E-07 
         ~30        TERM               2.413E-13 
         ~30       COMB1         Max   1.325E-11 
         ~30       COMB1         Min   1.325E-11 
         ~30       COMB2         Max   2.288E-11 
         ~30       COMB2         Min   2.288E-11 
         ~30       COMB3         Max   1.351E-11 
         ~30       COMB3         Min   1.351E-11 
         ~30       COMB4         Max   3.230E-09 
         ~30       COMB4         Min   3.230E-09 
         ~30       COMB5         Max   2.314E-11 
         ~30       COMB5         Min   2.314E-11 
         ~30       COMB6         Max   3.240E-09 
         ~30       COMB6         Min   3.240E-09 
         ~30       COMB7         Max   1.277E-11 
         ~30       COMB7         Min   1.277E-11 
         ~30       COMB8         Max   2.240E-11 
         ~30       COMB8         Min   2.240E-11 
         ~30       COMB9         Max   1.303E-11 
         ~30       COMB9         Min   1.303E-11 
         ~30      COMB10         Max   3.230E-09 
         ~30      COMB10         Min   3.230E-09 
         ~30      COMB11         Max   2.266E-11 
         ~30      COMB11         Min   2.266E-11 
         ~30      COMB12         Max   3.239E-09 
         ~30      COMB12         Min   3.239E-09 
         ~30      COMB13         Max   1.335E-08 
         ~30      COMB13         Min  -1.330E-08 
         ~30      COMB14         Max   1.148E-07 
         ~30      COMB14         Min  -1.148E-07 
         ~30         INV         Max   1.148E-07 
         ~30         INV         Min  -1.148E-07 
         ~31          PP              -1.908E-12 
         ~31        PERM              -2.834E-11 
         ~31        NEVE              -1.939E-11 
         ~31      VENTOX               4.444E-12 
         ~31      VENTOY              -2.600E-10 
         ~31      SISMAX         Max   1.337E-08 
         ~31      SISMAY         Max   1.162E-07 
         ~31        TERM              -1.736E-12 
         ~31       COMB1         Max  -3.199E-11 
         ~31       COMB1         Min  -3.199E-11 
         ~31       COMB2         Max  -5.138E-11 
         ~31       COMB2         Min  -5.138E-11 
         ~31       COMB3         Max  -2.754E-11 
         ~31       COMB3         Min  -2.754E-11 
         ~31       COMB4         Max  -2.920E-10 
         ~31       COMB4         Min  -2.920E-10 
         ~31       COMB5         Max  -4.694E-11 
         ~31       COMB5         Min  -4.694E-11 
         ~31       COMB6         Max  -3.114E-10 
         ~31       COMB6         Min  -3.114E-10 
         ~31       COMB7         Max  -2.852E-11 
         ~31       COMB7         Min  -2.852E-11 
         ~31       COMB8         Max  -4.791E-11 
         ~31       COMB8         Min  -4.791E-11 
         ~31       COMB9         Max  -2.407E-11 
         ~31       COMB9         Min  -2.407E-11 
         ~31      COMB10         Max  -2.885E-10 
         ~31      COMB10         Min  -2.885E-10 
         ~31      COMB11         Max  -4.347E-11 
         ~31      COMB11         Min  -4.347E-11 
         ~31      COMB12         Max  -3.079E-10 
         ~31      COMB12         Min  -3.079E-10 
         ~31      COMB13         Max   1.332E-08 
         ~31      COMB13         Min  -1.342E-08 
         ~31      COMB14         Max   1.161E-07 
         ~31      COMB14         Min  -1.162E-07 
         ~31         INV         Max   1.161E-07 
         ~31         INV         Min  -1.162E-07 
         ~32          PP               4.713E-13 
         ~32        PERM              -5.526E-11 
         ~32        NEVE              -3.781E-11 
         ~32      VENTOX               3.515E-12 
         ~32      VENTOY              -6.947E-09 
         ~32      SISMAX         Max   3.027E-08 
         ~32      SISMAY         Max   2.129E-07 
         ~32        TERM              -2.090E-12 
         ~32       COMB1         Max  -5.688E-11 
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         ~32       COMB1         Min  -5.688E-11 
         ~32       COMB2         Max  -9.469E-11 
         ~32       COMB2         Min  -9.469E-11 
         ~32       COMB3         Max  -5.337E-11 
         ~32       COMB3         Min  -5.337E-11 
         ~32       COMB4         Max  -7.004E-09 
         ~32       COMB4         Min  -7.004E-09 
         ~32       COMB5         Max  -9.118E-11 
         ~32       COMB5         Min  -9.118E-11 
         ~32       COMB6         Max  -7.042E-09 
         ~32       COMB6         Min  -7.042E-09 
         ~32       COMB7         Max  -5.270E-11 
         ~32       COMB7         Min  -5.270E-11 
         ~32       COMB8         Max  -9.051E-11 
         ~32       COMB8         Min  -9.051E-11 
         ~32       COMB9         Max  -4.919E-11 
         ~32       COMB9         Min  -4.919E-11 
         ~32      COMB10         Max  -7.000E-09 
         ~32      COMB10         Min  -7.000E-09 
         ~32      COMB11         Max  -8.700E-11 
         ~32      COMB11         Min  -8.700E-11 
         ~32      COMB12         Max  -7.038E-09 
         ~32      COMB12         Min  -7.038E-09 
         ~32      COMB13         Max   3.018E-08 
         ~32      COMB13         Min  -3.037E-08 
         ~32      COMB14         Max   2.128E-07 
         ~32      COMB14         Min  -2.130E-07 
         ~32         INV         Max   2.128E-07 
         ~32         INV         Min  -2.130E-07 
         ~33          PP              -3.168E-10 
         ~33        PERM              -7.765E-10 
         ~33        NEVE              -5.313E-10 
         ~33      VENTOX               9.762E-10 
         ~33      VENTOY              -1.380E-08 
         ~33      SISMAX         Max   1.996E-07 
         ~33      SISMAY         Max   1.494E-07 
         ~33        TERM               1.829E-10 
         ~33       COMB1         Max  -9.104E-10 
         ~33       COMB1         Min  -9.104E-10 
         ~33       COMB2         Max  -1.442E-09 
         ~33       COMB2         Min  -1.442E-09 
         ~33       COMB3         Max   6.580E-11 
         ~33       COMB3         Min   6.580E-11 
         ~33       COMB4         Max  -1.471E-08 
         ~33       COMB4         Min  -1.471E-08 
         ~33       COMB5         Max  -4.655E-10 
         ~33       COMB5         Min  -4.655E-10 
         ~33       COMB6         Max  -1.525E-08 
         ~33       COMB6         Min  -1.525E-08 
         ~33       COMB7         Max  -1.276E-09 
         ~33       COMB7         Min  -1.276E-09 
         ~33       COMB8         Max  -1.808E-09 
         ~33       COMB8         Min  -1.808E-09 
         ~33       COMB9         Max  -3.000E-10 
         ~33       COMB9         Min  -3.000E-10 
         ~33      COMB10         Max  -1.508E-08 
         ~33      COMB10         Min  -1.508E-08 
         ~33      COMB11         Max  -8.313E-10 
         ~33      COMB11         Min  -8.313E-10 
         ~33      COMB12         Max  -1.561E-08 
         ~33      COMB12         Min  -1.561E-08 
         ~33      COMB13         Max   1.980E-07 
         ~33      COMB13         Min  -2.012E-07 
         ~33      COMB14         Max   1.478E-07 
         ~33      COMB14         Min  -1.511E-07 
         ~33         INV         Max   1.980E-07 
         ~33         INV         Min  -2.012E-07 
         ~34          PP              -7.401E-12 
         ~34        PERM              -1.286E-11 
         ~34        NEVE              -8.799E-12 
         ~34      VENTOX              -8.365E-11 
         ~34      VENTOY               1.554E-10 
         ~34      SISMAX         Max   7.268E-08 
         ~34      SISMAY         Max   7.113E-08 
         ~34        TERM              -5.214E-11 
         ~34       COMB1         Max  -7.240E-11 
         ~34       COMB1         Min  -7.240E-11 
         ~34       COMB2         Max  -8.120E-11 
         ~34       COMB2         Min  -8.120E-11 
         ~34       COMB3         Max  -1.561E-10 
         ~34       COMB3         Min  -1.561E-10 
         ~34       COMB4         Max   8.297E-11 
         ~34       COMB4         Min   8.297E-11 
         ~34       COMB5         Max  -1.649E-10 
         ~34       COMB5         Min  -1.649E-10 
         ~34       COMB6         Max   7.417E-11 
         ~34       COMB6         Min   7.417E-11 
         ~34       COMB7         Max   3.188E-11 
         ~34       COMB7         Min   3.188E-11 
         ~34       COMB8         Max   2.308E-11 
         ~34       COMB8         Min   2.308E-11 
         ~34       COMB9         Max  -5.177E-11 
         ~34       COMB9         Min  -5.177E-11 
         ~34      COMB10         Max   1.873E-10 
         ~34      COMB10         Min   1.873E-10 
         ~34      COMB11         Max  -6.057E-11 
         ~34      COMB11         Min  -6.057E-11 
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         ~34      COMB12         Max   1.785E-10 
         ~34      COMB12         Min   1.785E-10 
         ~34      COMB13         Max   7.265E-08 
         ~34      COMB13         Min  -7.271E-08 
         ~34      COMB14         Max   7.110E-08 
         ~34      COMB14         Min  -7.116E-08 
         ~34         INV         Max   7.265E-08 
         ~34         INV         Min  -7.271E-08 
         ~35          PP               1.486E-10 
         ~35        PERM               3.667E-10 
         ~35        NEVE               2.509E-10 
         ~35      VENTOX              -5.047E-10 
         ~35      VENTOY               6.686E-09 
         ~35      SISMAX         Max   1.079E-07 
         ~35      SISMAY         Max   6.770E-08 
         ~35        TERM              -1.105E-10 
         ~35       COMB1         Max   4.048E-10 
         ~35       COMB1         Min   4.048E-10 
         ~35       COMB2         Max   6.556E-10 
         ~35       COMB2         Min   6.556E-10 
         ~35       COMB3         Max  -9.995E-11 
         ~35       COMB3         Min  -9.995E-11 
         ~35       COMB4         Max   7.091E-09 
         ~35       COMB4         Min   7.091E-09 
         ~35       COMB5         Max   1.509E-10 
         ~35       COMB5         Min   1.509E-10 
         ~35       COMB6         Max   7.342E-09 
         ~35       COMB6         Min   7.342E-09 
         ~35       COMB7         Max   6.258E-10 
         ~35       COMB7         Min   6.258E-10 
         ~35       COMB8         Max   8.767E-10 
         ~35       COMB8         Min   8.767E-10 
         ~35       COMB9         Max   1.211E-10 
         ~35       COMB9         Min   1.211E-10 
         ~35      COMB10         Max   7.312E-09 
         ~35      COMB10         Min   7.312E-09 
         ~35      COMB11         Max   3.720E-10 
         ~35      COMB11         Min   3.720E-10 
         ~35      COMB12         Max   7.563E-09 
         ~35      COMB12         Min   7.563E-09 
         ~35      COMB13         Max   1.087E-07 
         ~35      COMB13         Min  -1.071E-07 
         ~35      COMB14         Max   6.846E-08 
         ~35      COMB14         Min  -6.693E-08 
         ~35         INV         Max   1.087E-07 
         ~35         INV         Min  -1.071E-07 
         ~36          PP               1.513E-10 
         ~36        PERM               3.620E-10 
         ~36        NEVE               2.477E-10 
         ~36      VENTOX              -2.869E-10 
         ~36      VENTOY               5.788E-09 
         ~36      SISMAX         Max   1.671E-07 
         ~36      SISMAY         Max   1.461E-07 
         ~36        TERM               7.704E-12 
         ~36       COMB1         Max   5.210E-10 
         ~36       COMB1         Min   5.210E-10 
         ~36       COMB2         Max   7.687E-10 
         ~36       COMB2         Min   7.687E-10 
         ~36       COMB3         Max   2.341E-10 
         ~36       COMB3         Min   2.341E-10 
         ~36       COMB4         Max   6.309E-09 
         ~36       COMB4         Min   6.309E-09 
         ~36       COMB5         Max   4.818E-10 
         ~36       COMB5         Min   4.818E-10 
         ~36       COMB6         Max   6.557E-09 
         ~36       COMB6         Min   6.557E-09 
         ~36       COMB7         Max   5.056E-10 
         ~36       COMB7         Min   5.056E-10 
         ~36       COMB8         Max   7.533E-10 
         ~36       COMB8         Min   7.533E-10 
         ~36       COMB9         Max   2.187E-10 
         ~36       COMB9         Min   2.187E-10 
         ~36      COMB10         Max   6.294E-09 
         ~36      COMB10         Min   6.294E-09 
         ~36      COMB11         Max   4.664E-10 
         ~36      COMB11         Min   4.664E-10 
         ~36      COMB12         Max   6.541E-09 
         ~36      COMB12         Min   6.541E-09 
         ~36      COMB13         Max   1.679E-07 
         ~36      COMB13         Min  -1.664E-07 
         ~36      COMB14         Max   1.468E-07 
         ~36      COMB14         Min  -1.453E-07 
         ~36         INV         Max   1.679E-07 
         ~36         INV         Min  -1.664E-07 
         ~37          PP               1.463E-11 
         ~37        PERM               2.483E-11 
         ~37        NEVE               1.699E-11 
         ~37      VENTOX               1.775E-10 
         ~37      VENTOY               1.296E-09 
         ~37      SISMAX         Max   2.024E-07 
         ~37      SISMAY         Max   1.253E-07 
         ~37        TERM               1.095E-10 
         ~37       COMB1         Max   1.490E-10 
         ~37       COMB1         Min   1.490E-10 
         ~37       COMB2         Max   1.659E-10 
         ~37       COMB2         Min   1.659E-10 
         ~37       COMB3         Max   3.264E-10 
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         ~37       COMB3         Min   3.264E-10 
         ~37       COMB4         Max   1.445E-09 
         ~37       COMB4         Min   1.445E-09 
         ~37       COMB5         Max   3.434E-10 
         ~37       COMB5         Min   3.434E-10 
         ~37       COMB6         Max   1.462E-09 
         ~37       COMB6         Min   1.462E-09 
         ~37       COMB7         Max  -7.004E-11 
         ~37       COMB7         Min  -7.004E-11 
         ~37       COMB8         Max  -5.305E-11 
         ~37       COMB8         Min  -5.305E-11 
         ~37       COMB9         Max   1.074E-10 
         ~37       COMB9         Min   1.074E-10 
         ~37      COMB10         Max   1.226E-09 
         ~37      COMB10         Min   1.226E-09 
         ~37      COMB11         Max   1.244E-10 
         ~37      COMB11         Min   1.244E-10 
         ~37      COMB12         Max   1.243E-09 
         ~37      COMB12         Min   1.243E-09 
         ~37      COMB13         Max   2.025E-07 
         ~37      COMB13         Min  -2.024E-07 
         ~37      COMB14         Max   1.253E-07 
         ~37      COMB14         Min  -1.252E-07 
         ~37         INV         Max   2.025E-07 
         ~37         INV         Min  -2.024E-07 
         ~38          PP               1.856E-14 
         ~38        PERM               3.149E-14 
         ~38        NEVE               2.154E-14 
         ~38      VENTOX               2.251E-13 
         ~38      VENTOY               1.802E-09 
         ~38      SISMAX         Max   9.219E-08 
         ~38      SISMAY         Max   6.892E-08 
         ~38        TERM               1.389E-13 
         ~38       COMB1         Max   1.889E-13 
         ~38       COMB1         Min   1.889E-13 
         ~38       COMB2         Max   2.105E-13 
         ~38       COMB2         Min   2.105E-13 
         ~38       COMB3         Max   4.140E-13 
         ~38       COMB3         Min   4.140E-13 
         ~38       COMB4         Max   1.802E-09 
         ~38       COMB4         Min   1.802E-09 
         ~38       COMB5         Max   4.355E-13 
         ~38       COMB5         Min   4.355E-13 
         ~38       COMB6         Max   1.802E-09 
         ~38       COMB6         Min   1.802E-09 
         ~38       COMB7         Max  -8.882E-14 
         ~38       COMB7         Min  -8.882E-14 
         ~38       COMB8         Max  -6.728E-14 
         ~38       COMB8         Min  -6.728E-14 
         ~38       COMB9         Max   1.363E-13 
         ~38       COMB9         Min   1.363E-13 
         ~38      COMB10         Max   1.802E-09 
         ~38      COMB10         Min   1.802E-09 
         ~38      COMB11         Max   1.578E-13 
         ~38      COMB11         Min   1.578E-13 
         ~38      COMB12         Max   1.802E-09 
         ~38      COMB12         Min   1.802E-09 
         ~38      COMB13         Max   9.219E-08 
         ~38      COMB13         Min  -9.219E-08 
         ~38      COMB14         Max   6.892E-08 
         ~38      COMB14         Min  -6.892E-08 
         ~38         INV         Max   9.219E-08 
         ~38         INV         Min  -9.219E-08 
         ~39          PP              -7.008E-12 
         ~39        PERM              -1.189E-11 
         ~39        NEVE              -8.135E-12 
         ~39      VENTOX              -8.499E-11 
         ~39      VENTOY               1.683E-10 
         ~39      SISMAX         Max   1.138E-07 
         ~39      SISMAY         Max   4.650E-08 
         ~39        TERM              -5.244E-11 
         ~39       COMB1         Max  -7.133E-11 
         ~39       COMB1         Min  -7.133E-11 
         ~39       COMB2         Max  -7.947E-11 
         ~39       COMB2         Min  -7.947E-11 
         ~39       COMB3         Max  -1.563E-10 
         ~39       COMB3         Min  -1.563E-10 
         ~39       COMB4         Max   9.698E-11 
         ~39       COMB4         Min   9.698E-11 
         ~39       COMB5         Max  -1.645E-10 
         ~39       COMB5         Min  -1.645E-10 
         ~39       COMB6         Max   8.884E-11 
         ~39       COMB6         Min   8.884E-11 
         ~39       COMB7         Max   3.354E-11 
         ~39       COMB7         Min   3.354E-11 
         ~39       COMB8         Max   2.540E-11 
         ~39       COMB8         Min   2.540E-11 
         ~39       COMB9         Max  -5.145E-11 
         ~39       COMB9         Min  -5.145E-11 
         ~39      COMB10         Max   2.018E-10 
         ~39      COMB10         Min   2.018E-10 
         ~39      COMB11         Max  -5.959E-11 
         ~39      COMB11         Min  -5.959E-11 
         ~39      COMB12         Max   1.937E-10 
         ~39      COMB12         Min   1.937E-10 
         ~39      COMB13         Max   1.138E-07 
         ~39      COMB13         Min  -1.139E-07 
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         ~39      COMB14         Max   4.648E-08 
         ~39      COMB14         Min  -4.653E-08 
         ~39         INV         Max   1.138E-07 
         ~39         INV         Min  -1.139E-07 
         ~40          PP              -6.445E-12 
         ~40        PERM              -1.093E-11 
         ~40        NEVE              -7.482E-12 
         ~40      VENTOX              -7.817E-11 
         ~40      VENTOY              -3.605E-09 
         ~40      SISMAX         Max   1.793E-07 
         ~40      SISMAY         Max   1.454E-07 
         ~40        TERM              -4.823E-11 
         ~40       COMB1         Max  -6.561E-11 
         ~40       COMB1         Min  -6.561E-11 
         ~40       COMB2         Max  -7.309E-11 
         ~40       COMB2         Min  -7.309E-11 
         ~40       COMB3         Max  -1.438E-10 
         ~40       COMB3         Min  -1.438E-10 
         ~40       COMB4         Max  -3.671E-09 
         ~40       COMB4         Min  -3.671E-09 
         ~40       COMB5         Max  -1.513E-10 
         ~40       COMB5         Min  -1.513E-10 
         ~40       COMB6         Max  -3.678E-09 
         ~40       COMB6         Min  -3.678E-09 
         ~40       COMB7         Max   3.085E-11 
         ~40       COMB7         Min   3.085E-11 
         ~40       COMB8         Max   2.336E-11 
         ~40       COMB8         Min   2.336E-11 
         ~40       COMB9         Max  -4.732E-11 
         ~40       COMB9         Min  -4.732E-11 
         ~40      COMB10         Max  -3.574E-09 
         ~40      COMB10         Min  -3.574E-09 
         ~40      COMB11         Max  -5.480E-11 
         ~40      COMB11         Min  -5.480E-11 
         ~40      COMB12         Max  -3.582E-09 
         ~40      COMB12         Min  -3.582E-09 
         ~40      COMB13         Max   1.793E-07 
         ~40      COMB13         Min  -1.793E-07 
         ~40      COMB14         Max   1.453E-07 
         ~40      COMB14         Min  -1.454E-07 
         ~40         INV         Max   1.793E-07 
         ~40         INV         Min  -1.793E-07 
         ~41          PP               6.445E-12 
         ~41        PERM               1.093E-11 
         ~41        NEVE               7.482E-12 
         ~41      VENTOX               7.817E-11 
         ~41      VENTOY              -3.605E-09 
         ~41      SISMAX         Max   1.793E-07 
         ~41      SISMAY         Max   1.454E-07 
         ~41        TERM               4.823E-11 
         ~41       COMB1         Max   6.561E-11 
         ~41       COMB1         Min   6.561E-11 
         ~41       COMB2         Max   7.309E-11 
         ~41       COMB2         Min   7.309E-11 
         ~41       COMB3         Max   1.438E-10 
         ~41       COMB3         Min   1.438E-10 
         ~41       COMB4         Max  -3.539E-09 
         ~41       COMB4         Min  -3.539E-09 
         ~41       COMB5         Max   1.513E-10 
         ~41       COMB5         Min   1.513E-10 
         ~41       COMB6         Max  -3.532E-09 
         ~41       COMB6         Min  -3.532E-09 
         ~41       COMB7         Max  -3.085E-11 
         ~41       COMB7         Min  -3.085E-11 
         ~41       COMB8         Max  -2.336E-11 
         ~41       COMB8         Min  -2.336E-11 
         ~41       COMB9         Max   4.732E-11 
         ~41       COMB9         Min   4.732E-11 
         ~41      COMB10         Max  -3.636E-09 
         ~41      COMB10         Min  -3.636E-09 
         ~41      COMB11         Max   5.480E-11 
         ~41      COMB11         Min   5.480E-11 
         ~41      COMB12         Max  -3.628E-09 
         ~41      COMB12         Min  -3.628E-09 
         ~41      COMB13         Max   1.793E-07 
         ~41      COMB13         Min  -1.793E-07 
         ~41      COMB14         Max   1.454E-07 
         ~41      COMB14         Min  -1.453E-07 
         ~41         INV         Max   1.793E-07 
         ~41         INV         Min  -1.793E-07 
         ~42          PP               7.008E-12 
         ~42        PERM               1.189E-11 
         ~42        NEVE               8.135E-12 
         ~42      VENTOX               8.499E-11 
         ~42      VENTOY               1.688E-10 
         ~42      SISMAX         Max   1.138E-07 
         ~42      SISMAY         Max   4.650E-08 
         ~42        TERM               5.244E-11 
         ~42       COMB1         Max   7.133E-11 
         ~42       COMB1         Min   7.133E-11 
         ~42       COMB2         Max   7.947E-11 
         ~42       COMB2         Min   7.947E-11 
         ~42       COMB3         Max   1.563E-10 
         ~42       COMB3         Min   1.563E-10 
         ~42       COMB4         Max   2.401E-10 
         ~42       COMB4         Min   2.401E-10 
         ~42       COMB5         Max   1.645E-10 
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         ~42       COMB5         Min   1.645E-10 
         ~42       COMB6         Max   2.482E-10 
         ~42       COMB6         Min   2.482E-10 
         ~42       COMB7         Max  -3.354E-11 
         ~42       COMB7         Min  -3.354E-11 
         ~42       COMB8         Max  -2.540E-11 
         ~42       COMB8         Min  -2.540E-11 
         ~42       COMB9         Max   5.145E-11 
         ~42       COMB9         Min   5.145E-11 
         ~42      COMB10         Max   1.352E-10 
         ~42      COMB10         Min   1.352E-10 
         ~42      COMB11         Max   5.959E-11 
         ~42      COMB11         Min   5.959E-11 
         ~42      COMB12         Max   1.434E-10 
         ~42      COMB12         Min   1.434E-10 
         ~42      COMB13         Max   1.139E-07 
         ~42      COMB13         Min  -1.138E-07 
         ~42      COMB14         Max   4.653E-08 
         ~42      COMB14         Min  -4.647E-08 
         ~42         INV         Max   1.139E-07 
         ~42         INV         Min  -1.138E-07 
         ~43          PP              -1.856E-14 
         ~43        PERM              -3.149E-14 
         ~43        NEVE              -2.154E-14 
         ~43      VENTOX              -2.251E-13 
         ~43      VENTOY               1.802E-09 
         ~43      SISMAX         Max   9.219E-08 
         ~43      SISMAY         Max   6.892E-08 
         ~43        TERM              -1.389E-13 
         ~43       COMB1         Max  -1.889E-13 
         ~43       COMB1         Min  -1.889E-13 
         ~43       COMB2         Max  -2.105E-13 
         ~43       COMB2         Min  -2.105E-13 
         ~43       COMB3         Max  -4.140E-13 
         ~43       COMB3         Min  -4.140E-13 
         ~43       COMB4         Max   1.802E-09 
         ~43       COMB4         Min   1.802E-09 
         ~43       COMB5         Max  -4.355E-13 
         ~43       COMB5         Min  -4.355E-13 
         ~43       COMB6         Max   1.802E-09 
         ~43       COMB6         Min   1.802E-09 
         ~43       COMB7         Max   8.882E-14 
         ~43       COMB7         Min   8.882E-14 
         ~43       COMB8         Max   6.728E-14 
         ~43       COMB8         Min   6.728E-14 
         ~43       COMB9         Max  -1.363E-13 
         ~43       COMB9         Min  -1.363E-13 
         ~43      COMB10         Max   1.802E-09 
         ~43      COMB10         Min   1.802E-09 
         ~43      COMB11         Max  -1.578E-13 
         ~43      COMB11         Min  -1.578E-13 
         ~43      COMB12         Max   1.802E-09 
         ~43      COMB12         Min   1.802E-09 
         ~43      COMB13         Max   9.219E-08 
         ~43      COMB13         Min  -9.219E-08 
         ~43      COMB14         Max   6.892E-08 
         ~43      COMB14         Min  -6.892E-08 
         ~43         INV         Max   9.219E-08 
         ~43         INV         Min  -9.219E-08 
         ~44          PP              -1.463E-11 
         ~44        PERM              -2.483E-11 
         ~44        NEVE              -1.699E-11 
         ~44      VENTOX              -1.775E-10 
         ~44      VENTOY               1.296E-09 
         ~44      SISMAX         Max   2.024E-07 
         ~44      SISMAY         Max   1.253E-07 
         ~44        TERM              -1.095E-10 
         ~44       COMB1         Max  -1.490E-10 
         ~44       COMB1         Min  -1.490E-10 
         ~44       COMB2         Max  -1.659E-10 
         ~44       COMB2         Min  -1.659E-10 
         ~44       COMB3         Max  -3.264E-10 
         ~44       COMB3         Min  -3.264E-10 
         ~44       COMB4         Max   1.147E-09 
         ~44       COMB4         Min   1.147E-09 
         ~44       COMB5         Max  -3.434E-10 
         ~44       COMB5         Min  -3.434E-10 
         ~44       COMB6         Max   1.130E-09 
         ~44       COMB6         Min   1.130E-09 
         ~44       COMB7         Max   7.004E-11 
         ~44       COMB7         Min   7.004E-11 
         ~44       COMB8         Max   5.305E-11 
         ~44       COMB8         Min   5.305E-11 
         ~44       COMB9         Max  -1.074E-10 
         ~44       COMB9         Min  -1.074E-10 
         ~44      COMB10         Max   1.366E-09 
         ~44      COMB10         Min   1.366E-09 
         ~44      COMB11         Max  -1.244E-10 
         ~44      COMB11         Min  -1.244E-10 
         ~44      COMB12         Max   1.349E-09 
         ~44      COMB12         Min   1.349E-09 
         ~44      COMB13         Max   2.024E-07 
         ~44      COMB13         Min  -2.025E-07 
         ~44      COMB14         Max   1.252E-07 
         ~44      COMB14         Min  -1.253E-07 
         ~44         INV         Max   2.024E-07 
         ~44         INV         Min  -2.025E-07 
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         ~45          PP              -1.513E-10 
         ~45        PERM              -3.620E-10 
         ~45        NEVE              -2.477E-10 
         ~45      VENTOX               2.869E-10 
         ~45      VENTOY               5.722E-09 
         ~45      SISMAX         Max   1.671E-07 
         ~45      SISMAY         Max   1.461E-07 
         ~45        TERM              -7.704E-12 
         ~45       COMB1         Max  -5.210E-10 
         ~45       COMB1         Min  -5.210E-10 
         ~45       COMB2         Max  -7.687E-10 
         ~45       COMB2         Min  -7.687E-10 
         ~45       COMB3         Max  -2.341E-10 
         ~45       COMB3         Min  -2.341E-10 
         ~45       COMB4         Max   5.201E-09 
         ~45       COMB4         Min   5.201E-09 
         ~45       COMB5         Max  -4.818E-10 
         ~45       COMB5         Min  -4.818E-10 
         ~45       COMB6         Max   4.953E-09 
         ~45       COMB6         Min   4.953E-09 
         ~45       COMB7         Max  -5.056E-10 
         ~45       COMB7         Min  -5.056E-10 
         ~45       COMB8         Max  -7.533E-10 
         ~45       COMB8         Min  -7.533E-10 
         ~45       COMB9         Max  -2.187E-10 
         ~45       COMB9         Min  -2.187E-10 
         ~45      COMB10         Max   5.216E-09 
         ~45      COMB10         Min   5.216E-09 
         ~45      COMB11         Max  -4.664E-10 
         ~45      COMB11         Min  -4.664E-10 
         ~45      COMB12         Max   4.969E-09 
         ~45      COMB12         Min   4.969E-09 
         ~45      COMB13         Max   1.664E-07 
         ~45      COMB13         Min  -1.679E-07 
         ~45      COMB14         Max   1.453E-07 
         ~45      COMB14         Min  -1.468E-07 
         ~45         INV         Max   1.664E-07 
         ~45         INV         Min  -1.679E-07 
         ~46          PP              -1.486E-10 
         ~46        PERM              -3.667E-10 
         ~46        NEVE              -2.509E-10 
         ~46      VENTOX               5.047E-10 
         ~46      VENTOY               6.615E-09 
         ~46      SISMAX         Max   1.079E-07 
         ~46      SISMAY         Max   6.769E-08 
         ~46        TERM               1.105E-10 
         ~46       COMB1         Max  -4.048E-10 
         ~46       COMB1         Min  -4.048E-10 
         ~46       COMB2         Max  -6.556E-10 
         ~46       COMB2         Min  -6.556E-10 
         ~46       COMB3         Max   9.995E-11 
         ~46       COMB3         Min   9.995E-11 
         ~46       COMB4         Max   6.210E-09 
         ~46       COMB4         Min   6.210E-09 
         ~46       COMB5         Max  -1.509E-10 
         ~46       COMB5         Min  -1.509E-10 
         ~46       COMB6         Max   5.960E-09 
         ~46       COMB6         Min   5.960E-09 
         ~46       COMB7         Max  -6.258E-10 
         ~46       COMB7         Min  -6.258E-10 
         ~46       COMB8         Max  -8.767E-10 
         ~46       COMB8         Min  -8.767E-10 
         ~46       COMB9         Max  -1.211E-10 
         ~46       COMB9         Min  -1.211E-10 
         ~46      COMB10         Max   5.989E-09 
         ~46      COMB10         Min   5.989E-09 
         ~46      COMB11         Max  -3.720E-10 
         ~46      COMB11         Min  -3.720E-10 
         ~46      COMB12         Max   5.739E-09 
         ~46      COMB12         Min   5.739E-09 
         ~46      COMB13         Max   1.071E-07 
         ~46      COMB13         Min  -1.087E-07 
         ~46      COMB14         Max   6.693E-08 
         ~46      COMB14         Min  -6.846E-08 
         ~46         INV         Max   1.071E-07 
         ~46         INV         Min  -1.087E-07 
         ~47          PP               7.401E-12 
         ~47        PERM               1.286E-11 
         ~47        NEVE               8.799E-12 
         ~47      VENTOX               8.365E-11 
         ~47      VENTOY               1.560E-10 
         ~47      SISMAX         Max   7.268E-08 
         ~47      SISMAY         Max   7.113E-08 
         ~47        TERM               5.214E-11 
         ~47       COMB1         Max   7.240E-11 
         ~47       COMB1         Min   7.240E-11 
         ~47       COMB2         Max   8.120E-11 
         ~47       COMB2         Min   8.120E-11 
         ~47       COMB3         Max   1.561E-10 
         ~47       COMB3         Min   1.561E-10 
         ~47       COMB4         Max   2.284E-10 
         ~47       COMB4         Min   2.284E-10 
         ~47       COMB5         Max   1.649E-10 
         ~47       COMB5         Min   1.649E-10 
         ~47       COMB6         Max   2.372E-10 
         ~47       COMB6         Min   2.372E-10 
         ~47       COMB7         Max  -3.188E-11 
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         ~47       COMB7         Min  -3.188E-11 
         ~47       COMB8         Max  -2.308E-11 
         ~47       COMB8         Min  -2.308E-11 
         ~47       COMB9         Max   5.177E-11 
         ~47       COMB9         Min   5.177E-11 
         ~47      COMB10         Max   1.241E-10 
         ~47      COMB10         Min   1.241E-10 
         ~47      COMB11         Max   6.057E-11 
         ~47      COMB11         Min   6.057E-11 
         ~47      COMB12         Max   1.329E-10 
         ~47      COMB12         Min   1.329E-10 
         ~47      COMB13         Max   7.271E-08 
         ~47      COMB13         Min  -7.265E-08 
         ~47      COMB14         Max   7.116E-08 
         ~47      COMB14         Min  -7.110E-08 
         ~47         INV         Max   7.271E-08 
         ~47         INV         Min  -7.265E-08 
         ~48          PP               3.168E-10 
         ~48        PERM               7.765E-10 
         ~48        NEVE               5.313E-10 
         ~48      VENTOX              -9.762E-10 
         ~48      VENTOY              -1.366E-08 
         ~48      SISMAX         Max   1.996E-07 
         ~48      SISMAY         Max   1.494E-07 
         ~48        TERM              -1.829E-10 
         ~48       COMB1         Max   9.104E-10 
         ~48       COMB1         Min   9.104E-10 
         ~48       COMB2         Max   1.442E-09 
         ~48       COMB2         Min   1.442E-09 
         ~48       COMB3         Max  -6.580E-11 
         ~48       COMB3         Min  -6.580E-11 
         ~48       COMB4         Max  -1.275E-08 
         ~48       COMB4         Min  -1.275E-08 
         ~48       COMB5         Max   4.655E-10 
         ~48       COMB5         Min   4.655E-10 
         ~48       COMB6         Max  -1.221E-08 
         ~48       COMB6         Min  -1.221E-08 
         ~48       COMB7         Max   1.276E-09 
         ~48       COMB7         Min   1.276E-09 
         ~48       COMB8         Max   1.808E-09 
         ~48       COMB8         Min   1.808E-09 
         ~48       COMB9         Max   3.000E-10 
         ~48       COMB9         Min   3.000E-10 
         ~48      COMB10         Max  -1.238E-08 
         ~48      COMB10         Min  -1.238E-08 
         ~48      COMB11         Max   8.313E-10 
         ~48      COMB11         Min   8.313E-10 
         ~48      COMB12         Max  -1.185E-08 
         ~48      COMB12         Min  -1.185E-08 
         ~48      COMB13         Max   2.012E-07 
         ~48      COMB13         Min  -1.980E-07 
         ~48      COMB14         Max   1.511E-07 
         ~48      COMB14         Min  -1.478E-07 
         ~48         INV         Max   2.012E-07 
         ~48         INV         Min  -1.980E-07 
         ~49          PP              -2.054E-12 
         ~49        PERM               3.096E-11 
         ~49        NEVE               2.118E-11 
         ~49      VENTOX              -9.898E-13 
         ~49      VENTOY              -7.442E-09 
         ~49      SISMAX         Max   3.475E-08 
         ~49      SISMAY         Max   2.009E-07 
         ~49        TERM               4.709E-13 
         ~49       COMB1         Max   2.938E-11 
         ~49       COMB1         Min   2.938E-11 
         ~49       COMB2         Max   5.056E-11 
         ~49       COMB2         Min   5.056E-11 
         ~49       COMB3         Max   2.839E-11 
         ~49       COMB3         Min   2.839E-11 
         ~49       COMB4         Max  -7.413E-09 
         ~49       COMB4         Min  -7.413E-09 
         ~49       COMB5         Max   4.957E-11 
         ~49       COMB5         Min   4.957E-11 
         ~49       COMB6         Max  -7.392E-09 
         ~49       COMB6         Min  -7.392E-09 
         ~49       COMB7         Max   2.843E-11 
         ~49       COMB7         Min   2.843E-11 
         ~49       COMB8         Max   4.962E-11 
         ~49       COMB8         Min   4.962E-11 
         ~49       COMB9         Max   2.745E-11 
         ~49       COMB9         Min   2.745E-11 
         ~49      COMB10         Max  -7.414E-09 
         ~49      COMB10         Min  -7.414E-09 
         ~49      COMB11         Max   4.863E-11 
         ~49      COMB11         Min   4.863E-11 
         ~49      COMB12         Max  -7.393E-09 
         ~49      COMB12         Min  -7.393E-09 
         ~49      COMB13         Max   3.480E-08 
         ~49      COMB13         Min  -3.470E-08 
         ~49      COMB14         Max   2.009E-07 
         ~49      COMB14         Min  -2.008E-07 
         ~49         INV         Max   2.009E-07 
         ~49         INV         Min  -2.008E-07 
         ~50          PP               1.861E-13 
         ~50        PERM               1.920E-12 
         ~50        NEVE               1.314E-12 
         ~50      VENTOX              -1.698E-12 
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         ~50      VENTOY              -7.676E-10 
         ~50      SISMAX         Max   1.605E-08 
         ~50      SISMAY         Max   1.098E-07 
         ~50        TERM              -2.480E-14 
         ~50       COMB1         Max   2.082E-12 
         ~50       COMB1         Min   2.082E-12 
         ~50       COMB2         Max   3.395E-12 
         ~50       COMB2         Min   3.395E-12 
         ~50       COMB3         Max   3.838E-13 
         ~50       COMB3         Min   3.838E-13 
         ~50       COMB4         Max  -7.655E-10 
         ~50       COMB4         Min  -7.655E-10 
         ~50       COMB5         Max   1.698E-12 
         ~50       COMB5         Min   1.698E-12 
         ~50       COMB6         Max  -7.642E-10 
         ~50       COMB6         Min  -7.642E-10 
         ~50       COMB7         Max   2.131E-12 
         ~50       COMB7         Min   2.131E-12 
         ~50       COMB8         Max   3.445E-12 
         ~50       COMB8         Min   3.445E-12 
         ~50       COMB9         Max   4.334E-13 
         ~50       COMB9         Min   4.334E-13 
         ~50      COMB10         Max  -7.654E-10 
         ~50      COMB10         Min  -7.654E-10 
         ~50      COMB11         Max   1.747E-12 
         ~50      COMB11         Min   1.747E-12 
         ~50      COMB12         Max  -7.641E-10 
         ~50      COMB12         Min  -7.641E-10 
         ~50      COMB13         Max   1.605E-08 
         ~50      COMB13         Min  -1.605E-08 
         ~50      COMB14         Max   1.098E-07 
         ~50      COMB14         Min  -1.098E-07 
         ~50         INV         Max   1.098E-07 
         ~50         INV         Min  -1.098E-07 
         ~51          PP               1.067E-12 
         ~51        PERM              -1.400E-11 
         ~51        NEVE              -9.580E-12 
         ~51      VENTOX              -2.696E-13 
         ~51      VENTOY               3.232E-09 
         ~51      SISMAX         Max   1.559E-08 
         ~51      SISMAY         Max   1.110E-07 
         ~51        TERM              -2.367E-13 
         ~51       COMB1         Max  -1.317E-11 
         ~51       COMB1         Min  -1.317E-11 
         ~51       COMB2         Max  -2.275E-11 
         ~51       COMB2         Min  -2.275E-11 
         ~51       COMB3         Max  -1.344E-11 
         ~51       COMB3         Min  -1.344E-11 
         ~51       COMB4         Max   3.218E-09 
         ~51       COMB4         Min   3.218E-09 
         ~51       COMB5         Max  -2.302E-11 
         ~51       COMB5         Min  -2.302E-11 
         ~51       COMB6         Max   3.209E-09 
         ~51       COMB6         Min   3.209E-09 
         ~51       COMB7         Max  -1.270E-11 
         ~51       COMB7         Min  -1.270E-11 
         ~51       COMB8         Max  -2.228E-11 
         ~51       COMB8         Min  -2.228E-11 
         ~51       COMB9         Max  -1.297E-11 
         ~51       COMB9         Min  -1.297E-11 
         ~51      COMB10         Max   3.219E-09 
         ~51      COMB10         Min   3.219E-09 
         ~51      COMB11         Max  -2.255E-11 
         ~51      COMB11         Min  -2.255E-11 
         ~51      COMB12         Max   3.209E-09 
         ~51      COMB12         Min   3.209E-09 
         ~51      COMB13         Max   1.557E-08 
         ~51      COMB13         Min  -1.562E-08 
         ~51      COMB14         Max   1.110E-07 
         ~51      COMB14         Min  -1.110E-07 
         ~51         INV         Max   1.110E-07 
         ~51         INV         Min  -1.110E-07 
         ~52          PP               5.868E-13 
         ~52        PERM              -1.681E-11 
         ~52        NEVE              -1.150E-11 
         ~52      VENTOX               3.295E-12 
         ~52      VENTOY               4.555E-09 
         ~52      SISMAX         Max   3.565E-08 
         ~52      SISMAY         Max   1.985E-07 
         ~52        TERM              -1.646E-13 
         ~52       COMB1         Max  -1.638E-11 
         ~52       COMB1         Min  -1.638E-11 
         ~52       COMB2         Max  -2.788E-11 
         ~52       COMB2         Min  -2.788E-11 
         ~52       COMB3         Max  -1.309E-11 
         ~52       COMB3         Min  -1.309E-11 
         ~52       COMB4         Max   4.539E-09 
         ~52       COMB4         Min   4.539E-09 
         ~52       COMB5         Max  -2.459E-11 
         ~52       COMB5         Min  -2.459E-11 
         ~52       COMB6         Max   4.527E-09 
         ~52       COMB6         Min   4.527E-09 
         ~52       COMB7         Max  -1.605E-11 
         ~52       COMB7         Min  -1.605E-11 
         ~52       COMB8         Max  -2.755E-11 
         ~52       COMB8         Min  -2.755E-11 
         ~52       COMB9         Max  -1.276E-11 
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         ~52       COMB9         Min  -1.276E-11 
         ~52      COMB10         Max   4.539E-09 
         ~52      COMB10         Min   4.539E-09 
         ~52      COMB11         Max  -2.426E-11 
         ~52      COMB11         Min  -2.426E-11 
         ~52      COMB12         Max   4.528E-09 
         ~52      COMB12         Min   4.528E-09 
         ~52      COMB13         Max   3.562E-08 
         ~52      COMB13         Min  -3.568E-08 
         ~52      COMB14         Max   1.985E-07 
         ~52      COMB14         Min  -1.986E-07 
         ~52         INV         Max   1.985E-07 
         ~52         INV         Min  -1.986E-07 
         ~53          PP              -5.103E-12 
         ~53        PERM              -2.802E-12 
         ~53        NEVE              -1.917E-12 
         ~53      VENTOX               7.672E-12 
         ~53      VENTOY               8.450E-09 
         ~53      SISMAX         Max   4.188E-08 
         ~53      SISMAY         Max   2.042E-07 
         ~53        TERM              -3.901E-12 
         ~53       COMB1         Max  -1.181E-11 
         ~53       COMB1         Min  -1.181E-11 
         ~53       COMB2         Max  -1.372E-11 
         ~53       COMB2         Min  -1.372E-11 
         ~53       COMB3         Max  -4.134E-12 
         ~53       COMB3         Min  -4.134E-12 
         ~53       COMB4         Max   8.438E-09 
         ~53       COMB4         Min   8.438E-09 
         ~53       COMB5         Max  -6.051E-12 
         ~53       COMB5         Min  -6.051E-12 
         ~53       COMB6         Max   8.436E-09 
         ~53       COMB6         Min   8.436E-09 
         ~53       COMB7         Max  -4.003E-12 
         ~53       COMB7         Min  -4.003E-12 
         ~53       COMB8         Max  -5.921E-12 
         ~53       COMB8         Min  -5.921E-12 
         ~53       COMB9         Max   3.669E-12 
         ~53       COMB9         Min   3.669E-12 
         ~53      COMB10         Max   8.446E-09 
         ~53      COMB10         Min   8.446E-09 
         ~53      COMB11         Max   1.752E-12 
         ~53      COMB11         Min   1.752E-12 
         ~53      COMB12         Max   8.444E-09 
         ~53      COMB12         Min   8.444E-09 
         ~53      COMB13         Max   4.187E-08 
         ~53      COMB13         Min  -4.189E-08 
         ~53      COMB14         Max   2.042E-07 
         ~53      COMB14         Min  -2.042E-07 
         ~53         INV         Max   2.042E-07 
         ~53         INV         Min  -2.042E-07 
         ~54          PP              -5.120E-12 
         ~54        PERM               1.224E-12 
         ~54        NEVE               8.378E-13 
         ~54      VENTOX               4.490E-12 
         ~54      VENTOY               7.466E-09 
         ~54      SISMAX         Max   1.936E-08 
         ~54      SISMAY         Max   1.132E-07 
         ~54        TERM              -4.300E-12 
         ~54       COMB1         Max  -8.195E-12 
         ~54       COMB1         Min  -8.195E-12 
         ~54       COMB2         Max  -7.357E-12 
         ~54       COMB2         Min  -7.357E-12 
         ~54       COMB3         Max  -3.705E-12 
         ~54       COMB3         Min  -3.705E-12 
         ~54       COMB4         Max   7.458E-09 
         ~54       COMB4         Min   7.458E-09 
         ~54       COMB5         Max  -2.867E-12 
         ~54       COMB5         Min  -2.867E-12 
         ~54       COMB6         Max   7.459E-09 
         ~54       COMB6         Min   7.459E-09 
         ~54       COMB7         Max   4.041E-13 
         ~54       COMB7         Min   4.041E-13 
         ~54       COMB8         Max   1.242E-12 
         ~54       COMB8         Min   1.242E-12 
         ~54       COMB9         Max   4.894E-12 
         ~54       COMB9         Min   4.894E-12 
         ~54      COMB10         Max   7.466E-09 
         ~54      COMB10         Min   7.466E-09 
         ~54      COMB11         Max   5.732E-12 
         ~54      COMB11         Min   5.732E-12 
         ~54      COMB12         Max   7.467E-09 
         ~54      COMB12         Min   7.467E-09 
         ~54      COMB13         Max   1.936E-08 
         ~54      COMB13         Min  -1.937E-08 
         ~54      COMB14         Max   1.132E-07 
         ~54      COMB14         Min  -1.132E-07 
         ~54         INV         Max   1.132E-07 
         ~54         INV         Min  -1.132E-07 
         ~55          PP               2.025E-13 
         ~55        PERM               1.880E-12 
         ~55        NEVE               1.286E-12 
         ~55      VENTOX              -1.710E-12 
         ~55      VENTOY              -7.788E-10 
         ~55      SISMAX         Max   1.900E-08 
         ~55      SISMAY         Max   1.099E-07 
         ~55        TERM              -1.404E-14 
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         ~55       COMB1         Max   2.068E-12 
         ~55       COMB1         Min   2.068E-12 
         ~55       COMB2         Max   3.355E-12 
         ~55       COMB2         Min   3.355E-12 
         ~55       COMB3         Max   3.580E-13 
         ~55       COMB3         Min   3.580E-13 
         ~55       COMB4         Max  -7.767E-10 
         ~55       COMB4         Min  -7.767E-10 
         ~55       COMB5         Max   1.644E-12 
         ~55       COMB5         Min   1.644E-12 
         ~55       COMB6         Max  -7.754E-10 
         ~55       COMB6         Min  -7.754E-10 
         ~55       COMB7         Max   2.096E-12 
         ~55       COMB7         Min   2.096E-12 
         ~55       COMB8         Max   3.383E-12 
         ~55       COMB8         Min   3.383E-12 
         ~55       COMB9         Max   3.861E-13 
         ~55       COMB9         Min   3.861E-13 
         ~55      COMB10         Max  -7.767E-10 
         ~55      COMB10         Min  -7.767E-10 
         ~55      COMB11         Max   1.672E-12 
         ~55      COMB11         Min   1.672E-12 
         ~55      COMB12         Max  -7.754E-10 
         ~55      COMB12         Min  -7.754E-10 
         ~55      COMB13         Max   1.900E-08 
         ~55      COMB13         Min  -1.899E-08 
         ~55      COMB14         Max   1.099E-07 
         ~55      COMB14         Min  -1.099E-07 
         ~55         INV         Max   1.099E-07 
         ~55         INV         Min  -1.099E-07 
         ~56          PP               1.086E-11 
         ~56        PERM              -8.353E-13 
         ~56        NEVE              -5.715E-13 
         ~56      VENTOX              -1.093E-11 
         ~56      VENTOY              -1.628E-08 
         ~56      SISMAX         Max   4.282E-08 
         ~56      SISMAY         Max   2.091E-07 
         ~56        TERM               8.955E-12 
         ~56       COMB1         Max   1.898E-11 
         ~56       COMB1         Min   1.898E-11 
         ~56       COMB2         Max   1.841E-11 
         ~56       COMB2         Min   1.841E-11 
         ~56       COMB3         Max   8.056E-12 
         ~56       COMB3         Min   8.056E-12 
         ~56       COMB4         Max  -1.627E-08 
         ~56       COMB4         Min  -1.627E-08 
         ~56       COMB5         Max   7.484E-12 
         ~56       COMB5         Min   7.484E-12 
         ~56       COMB6         Max  -1.627E-08 
         ~56       COMB6         Min  -1.627E-08 
         ~56       COMB7         Max   1.074E-12 
         ~56       COMB7         Min   1.074E-12 
         ~56       COMB8         Max   5.022E-13 
         ~56       COMB8         Min   5.022E-13 
         ~56       COMB9         Max  -9.855E-12 
         ~56       COMB9         Min  -9.855E-12 
         ~56      COMB10         Max  -1.628E-08 
         ~56      COMB10         Min  -1.628E-08 
         ~56      COMB11         Max  -1.043E-11 
         ~56      COMB11         Min  -1.043E-11 
         ~56      COMB12         Max  -1.628E-08 
         ~56      COMB12         Min  -1.628E-08 
         ~56      COMB13         Max   4.283E-08 
         ~56      COMB13         Min  -4.281E-08 
         ~56      COMB14         Max   2.091E-07 
         ~56      COMB14         Min  -2.091E-07 
         ~56         INV         Max   2.091E-07 
         ~56         INV         Min  -2.091E-07 
         ~57          PP               2.054E-12 
         ~57        PERM              -3.096E-11 
         ~57        NEVE              -2.118E-11 
         ~57      VENTOX               9.898E-13 
         ~57      VENTOY              -7.414E-09 
         ~57      SISMAX         Max   3.475E-08 
         ~57      SISMAY         Max   2.009E-07 
         ~57        TERM              -4.709E-13 
         ~57       COMB1         Max  -2.938E-11 
         ~57       COMB1         Min  -2.938E-11 
         ~57       COMB2         Max  -5.056E-11 
         ~57       COMB2         Min  -5.056E-11 
         ~57       COMB3         Max  -2.839E-11 
         ~57       COMB3         Min  -2.839E-11 
         ~57       COMB4         Max  -7.443E-09 
         ~57       COMB4         Min  -7.443E-09 
         ~57       COMB5         Max  -4.957E-11 
         ~57       COMB5         Min  -4.957E-11 
         ~57       COMB6         Max  -7.465E-09 
         ~57       COMB6         Min  -7.465E-09 
         ~57       COMB7         Max  -2.843E-11 
         ~57       COMB7         Min  -2.843E-11 
         ~57       COMB8         Max  -4.962E-11 
         ~57       COMB8         Min  -4.962E-11 
         ~57       COMB9         Max  -2.745E-11 
         ~57       COMB9         Min  -2.745E-11 
         ~57      COMB10         Max  -7.443E-09 
         ~57      COMB10         Min  -7.443E-09 
         ~57      COMB11         Max  -4.863E-11 
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         ~57      COMB11         Min  -4.863E-11 
         ~57      COMB12         Max  -7.464E-09 
         ~57      COMB12         Min  -7.464E-09 
         ~57      COMB13         Max   3.470E-08 
         ~57      COMB13         Min  -3.480E-08 
         ~57      COMB14         Max   2.008E-07 
         ~57      COMB14         Min  -2.009E-07 
         ~57         INV         Max   2.008E-07 
         ~57         INV         Min  -2.009E-07 
         ~58          PP              -1.861E-13 
         ~58        PERM              -1.920E-12 
         ~58        NEVE              -1.314E-12 
         ~58      VENTOX               1.698E-12 
         ~58      VENTOY              -7.676E-10 
         ~58      SISMAX         Max   1.605E-08 
         ~58      SISMAY         Max   1.098E-07 
         ~58        TERM               2.480E-14 
         ~58       COMB1         Max  -2.082E-12 
         ~58       COMB1         Min  -2.082E-12 
         ~58       COMB2         Max  -3.395E-12 
         ~58       COMB2         Min  -3.395E-12 
         ~58       COMB3         Max  -3.838E-13 
         ~58       COMB3         Min  -3.838E-13 
         ~58       COMB4         Max  -7.697E-10 
         ~58       COMB4         Min  -7.697E-10 
         ~58       COMB5         Max  -1.698E-12 
         ~58       COMB5         Min  -1.698E-12 
         ~58       COMB6         Max  -7.710E-10 
         ~58       COMB6         Min  -7.710E-10 
         ~58       COMB7         Max  -2.131E-12 
         ~58       COMB7         Min  -2.131E-12 
         ~58       COMB8         Max  -3.445E-12 
         ~58       COMB8         Min  -3.445E-12 
         ~58       COMB9         Max  -4.334E-13 
         ~58       COMB9         Min  -4.334E-13 
         ~58      COMB10         Max  -7.697E-10 
         ~58      COMB10         Min  -7.697E-10 
         ~58      COMB11         Max  -1.747E-12 
         ~58      COMB11         Min  -1.747E-12 
         ~58      COMB12         Max  -7.710E-10 
         ~58      COMB12         Min  -7.710E-10 
         ~58      COMB13         Max   1.605E-08 
         ~58      COMB13         Min  -1.605E-08 
         ~58      COMB14         Max   1.098E-07 
         ~58      COMB14         Min  -1.098E-07 
         ~58         INV         Max   1.098E-07 
         ~58         INV         Min  -1.098E-07 
         ~59          PP              -1.067E-12 
         ~59        PERM               1.400E-11 
         ~59        NEVE               9.580E-12 
         ~59      VENTOX               2.696E-13 
         ~59      VENTOY               3.218E-09 
         ~59      SISMAX         Max   1.559E-08 
         ~59      SISMAY         Max   1.110E-07 
         ~59        TERM               2.367E-13 
         ~59       COMB1         Max   1.317E-11 
         ~59       COMB1         Min   1.317E-11 
         ~59       COMB2         Max   2.275E-11 
         ~59       COMB2         Min   2.275E-11 
         ~59       COMB3         Max   1.344E-11 
         ~59       COMB3         Min   1.344E-11 
         ~59       COMB4         Max   3.231E-09 
         ~59       COMB4         Min   3.231E-09 
         ~59       COMB5         Max   2.302E-11 
         ~59       COMB5         Min   2.302E-11 
         ~59       COMB6         Max   3.241E-09 
         ~59       COMB6         Min   3.241E-09 
         ~59       COMB7         Max   1.270E-11 
         ~59       COMB7         Min   1.270E-11 
         ~59       COMB8         Max   2.228E-11 
         ~59       COMB8         Min   2.228E-11 
         ~59       COMB9         Max   1.297E-11 
         ~59       COMB9         Min   1.297E-11 
         ~59      COMB10         Max   3.231E-09 
         ~59      COMB10         Min   3.231E-09 
         ~59      COMB11         Max   2.255E-11 
         ~59      COMB11         Min   2.255E-11 
         ~59      COMB12         Max   3.240E-09 
         ~59      COMB12         Min   3.240E-09 
         ~59      COMB13         Max   1.562E-08 
         ~59      COMB13         Min  -1.557E-08 
         ~59      COMB14         Max   1.110E-07 
         ~59      COMB14         Min  -1.110E-07 
         ~59         INV         Max   1.110E-07 
         ~59         INV         Min  -1.110E-07 
         ~60          PP              -5.868E-13 
         ~60        PERM               1.681E-11 
         ~60        NEVE               1.150E-11 
         ~60      VENTOX              -3.295E-12 
         ~60      VENTOY               4.543E-09 
         ~60      SISMAX         Max   3.565E-08 
         ~60      SISMAY         Max   1.985E-07 
         ~60        TERM               1.646E-13 
         ~60       COMB1         Max   1.638E-11 
         ~60       COMB1         Min   1.638E-11 
         ~60       COMB2         Max   2.788E-11 
         ~60       COMB2         Min   2.788E-11 
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         ~60       COMB3         Max   1.309E-11 
         ~60       COMB3         Min   1.309E-11 
         ~60       COMB4         Max   4.559E-09 
         ~60       COMB4         Min   4.559E-09 
         ~60       COMB5         Max   2.459E-11 
         ~60       COMB5         Min   2.459E-11 
         ~60       COMB6         Max   4.571E-09 
         ~60       COMB6         Min   4.571E-09 
         ~60       COMB7         Max   1.605E-11 
         ~60       COMB7         Min   1.605E-11 
         ~60       COMB8         Max   2.755E-11 
         ~60       COMB8         Min   2.755E-11 
         ~60       COMB9         Max   1.276E-11 
         ~60       COMB9         Min   1.276E-11 
         ~60      COMB10         Max   4.559E-09 
         ~60      COMB10         Min   4.559E-09 
         ~60      COMB11         Max   2.426E-11 
         ~60      COMB11         Min   2.426E-11 
         ~60      COMB12         Max   4.571E-09 
         ~60      COMB12         Min   4.571E-09 
         ~60      COMB13         Max   3.568E-08 
         ~60      COMB13         Min  -3.562E-08 
         ~60      COMB14         Max   1.986E-07 
         ~60      COMB14         Min  -1.985E-07 
         ~60         INV         Max   1.986E-07 
         ~60         INV         Min  -1.985E-07 
         ~61          PP               5.103E-12 
         ~61        PERM               2.802E-12 
         ~61        NEVE               1.917E-12 
         ~61      VENTOX              -7.672E-12 
         ~61      VENTOY               8.459E-09 
         ~61      SISMAX         Max   4.188E-08 
         ~61      SISMAY         Max   2.042E-07 
         ~61        TERM               3.901E-12 
         ~61       COMB1         Max   1.181E-11 
         ~61       COMB1         Min   1.181E-11 
         ~61       COMB2         Max   1.372E-11 
         ~61       COMB2         Min   1.372E-11 
         ~61       COMB3         Max   4.134E-12 
         ~61       COMB3         Min   4.134E-12 
         ~61       COMB4         Max   8.471E-09 
         ~61       COMB4         Min   8.471E-09 
         ~61       COMB5         Max   6.051E-12 
         ~61       COMB5         Min   6.051E-12 
         ~61       COMB6         Max   8.473E-09 
         ~61       COMB6         Min   8.473E-09 
         ~61       COMB7         Max   4.003E-12 
         ~61       COMB7         Min   4.003E-12 
         ~61       COMB8         Max   5.921E-12 
         ~61       COMB8         Min   5.921E-12 
         ~61       COMB9         Max  -3.669E-12 
         ~61       COMB9         Min  -3.669E-12 
         ~61      COMB10         Max   8.463E-09 
         ~61      COMB10         Min   8.463E-09 
         ~61      COMB11         Max  -1.752E-12 
         ~61      COMB11         Min  -1.752E-12 
         ~61      COMB12         Max   8.465E-09 
         ~61      COMB12         Min   8.465E-09 
         ~61      COMB13         Max   4.189E-08 
         ~61      COMB13         Min  -4.187E-08 
         ~61      COMB14         Max   2.042E-07 
         ~61      COMB14         Min  -2.042E-07 
         ~61         INV         Max   2.042E-07 
         ~61         INV         Min  -2.042E-07 
         ~62          PP               5.120E-12 
         ~62        PERM              -1.224E-12 
         ~62        NEVE              -8.378E-13 
         ~62      VENTOX              -4.490E-12 
         ~62      VENTOY               7.476E-09 
         ~62      SISMAX         Max   1.936E-08 
         ~62      SISMAY         Max   1.132E-07 
         ~62        TERM               4.300E-12 
         ~62       COMB1         Max   8.195E-12 
         ~62       COMB1         Min   8.195E-12 
         ~62       COMB2         Max   7.357E-12 
         ~62       COMB2         Min   7.357E-12 
         ~62       COMB3         Max   3.705E-12 
         ~62       COMB3         Min   3.705E-12 
         ~62       COMB4         Max   7.485E-09 
         ~62       COMB4         Min   7.485E-09 
         ~62       COMB5         Max   2.867E-12 
         ~62       COMB5         Min   2.867E-12 
         ~62       COMB6         Max   7.484E-09 
         ~62       COMB6         Min   7.484E-09 
         ~62       COMB7         Max  -4.041E-13 
         ~62       COMB7         Min  -4.041E-13 
         ~62       COMB8         Max  -1.242E-12 
         ~62       COMB8         Min  -1.242E-12 
         ~62       COMB9         Max  -4.894E-12 
         ~62       COMB9         Min  -4.894E-12 
         ~62      COMB10         Max   7.476E-09 
         ~62      COMB10         Min   7.476E-09 
         ~62      COMB11         Max  -5.732E-12 
         ~62      COMB11         Min  -5.732E-12 
         ~62      COMB12         Max   7.475E-09 
         ~62      COMB12         Min   7.475E-09 
         ~62      COMB13         Max   1.936E-08 
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         ~62      COMB13         Min  -1.936E-08 
         ~62      COMB14         Max   1.132E-07 
         ~62      COMB14         Min  -1.132E-07 
         ~62         INV         Max   1.132E-07 
         ~62         INV         Min  -1.132E-07 
         ~63          PP              -2.025E-13 
         ~63        PERM              -1.880E-12 
         ~63        NEVE              -1.286E-12 
         ~63      VENTOX               1.710E-12 
         ~63      VENTOY              -7.788E-10 
         ~63      SISMAX         Max   1.900E-08 
         ~63      SISMAY         Max   1.099E-07 
         ~63        TERM               1.404E-14 
         ~63       COMB1         Max  -2.068E-12 
         ~63       COMB1         Min  -2.068E-12 
         ~63       COMB2         Max  -3.355E-12 
         ~63       COMB2         Min  -3.355E-12 
         ~63       COMB3         Max  -3.580E-13 
         ~63       COMB3         Min  -3.580E-13 
         ~63       COMB4         Max  -7.809E-10 
         ~63       COMB4         Min  -7.809E-10 
         ~63       COMB5         Max  -1.644E-12 
         ~63       COMB5         Min  -1.644E-12 
         ~63       COMB6         Max  -7.822E-10 
         ~63       COMB6         Min  -7.822E-10 
         ~63       COMB7         Max  -2.096E-12 
         ~63       COMB7         Min  -2.096E-12 
         ~63       COMB8         Max  -3.383E-12 
         ~63       COMB8         Min  -3.383E-12 
         ~63       COMB9         Max  -3.861E-13 
         ~63       COMB9         Min  -3.861E-13 
         ~63      COMB10         Max  -7.809E-10 
         ~63      COMB10         Min  -7.809E-10 
         ~63      COMB11         Max  -1.672E-12 
         ~63      COMB11         Min  -1.672E-12 
         ~63      COMB12         Max  -7.822E-10 
         ~63      COMB12         Min  -7.822E-10 
         ~63      COMB13         Max   1.899E-08 
         ~63      COMB13         Min  -1.900E-08 
         ~63      COMB14         Max   1.099E-07 
         ~63      COMB14         Min  -1.099E-07 
         ~63         INV         Max   1.099E-07 
         ~63         INV         Min  -1.099E-07 
         ~64          PP              -1.086E-11 
         ~64        PERM               8.353E-13 
         ~64        NEVE               5.715E-13 
         ~64      VENTOX               1.093E-11 
         ~64      VENTOY              -1.631E-08 
         ~64      SISMAX         Max   4.282E-08 
         ~64      SISMAY         Max   2.091E-07 
         ~64        TERM              -8.955E-12 
         ~64       COMB1         Max  -1.898E-11 
         ~64       COMB1         Min  -1.898E-11 
         ~64       COMB2         Max  -1.841E-11 
         ~64       COMB2         Min  -1.841E-11 
         ~64       COMB3         Max  -8.056E-12 
         ~64       COMB3         Min  -8.056E-12 
         ~64       COMB4         Max  -1.633E-08 
         ~64       COMB4         Min  -1.633E-08 
         ~64       COMB5         Max  -7.484E-12 
         ~64       COMB5         Min  -7.484E-12 
         ~64       COMB6         Max  -1.632E-08 
         ~64       COMB6         Min  -1.632E-08 
         ~64       COMB7         Max  -1.074E-12 
         ~64       COMB7         Min  -1.074E-12 
         ~64       COMB8         Max  -5.022E-13 
         ~64       COMB8         Min  -5.022E-13 
         ~64       COMB9         Max   9.855E-12 
         ~64       COMB9         Min   9.855E-12 
         ~64      COMB10         Max  -1.631E-08 
         ~64      COMB10         Min  -1.631E-08 
         ~64      COMB11         Max   1.043E-11 
         ~64      COMB11         Min   1.043E-11 
         ~64      COMB12         Max  -1.631E-08 
         ~64      COMB12         Min  -1.631E-08 
         ~64      COMB13         Max   4.281E-08 
         ~64      COMB13         Min  -4.283E-08 
         ~64      COMB14         Max   2.091E-07 
         ~64      COMB14         Min  -2.091E-07 
         ~64         INV         Max   2.091E-07 
         ~64         INV         Min  -2.091E-07 
         ~65          PP               5.438E-12 
         ~65        PERM              -2.439E-11 
         ~65        NEVE              -1.669E-11 
         ~65      VENTOX              -1.472E-11 
         ~65      VENTOY              -1.667E-08 
         ~65      SISMAX         Max   5.156E-08 
         ~65      SISMAY         Max   1.911E-07 
         ~65        TERM               1.921E-12 
         ~65       COMB1         Max  -1.703E-11 
         ~65       COMB1         Min  -1.703E-11 
         ~65       COMB2         Max  -3.372E-11 
         ~65       COMB2         Min  -3.372E-11 
         ~65       COMB3         Max  -3.175E-11 
         ~65       COMB3         Min  -3.175E-11 
         ~65       COMB4         Max  -1.668E-08 
         ~65       COMB4         Min  -1.668E-08 
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         ~65       COMB5         Max  -4.844E-11 
         ~65       COMB5         Min  -4.844E-11 
         ~65       COMB6         Max  -1.670E-08 
         ~65       COMB6         Min  -1.670E-08 
         ~65       COMB7         Max  -2.087E-11 
         ~65       COMB7         Min  -2.087E-11 
         ~65       COMB8         Max  -3.756E-11 
         ~65       COMB8         Min  -3.756E-11 
         ~65       COMB9         Max  -3.560E-11 
         ~65       COMB9         Min  -3.560E-11 
         ~65      COMB10         Max  -1.669E-08 
         ~65      COMB10         Min  -1.669E-08 
         ~65      COMB11         Max  -5.228E-11 
         ~65      COMB11         Min  -5.228E-11 
         ~65      COMB12         Max  -1.670E-08 
         ~65      COMB12         Min  -1.670E-08 
         ~65      COMB13         Max   5.152E-08 
         ~65      COMB13         Min  -5.159E-08 
         ~65      COMB14         Max   1.910E-07 
         ~65      COMB14         Min  -1.911E-07 
         ~65         INV         Max   1.910E-07 
         ~65         INV         Min  -1.911E-07 
         ~66          PP              -5.698E-12 
         ~66        PERM              -2.373E-11 
         ~66        NEVE              -1.624E-11 
         ~66      VENTOX              -5.833E-12 
         ~66      VENTOY              -1.194E-09 
         ~66      SISMAX         Max   2.408E-08 
         ~66      SISMAY         Max   1.044E-07 
         ~66        TERM              -7.663E-12 
         ~66       COMB1         Max  -3.709E-11 
         ~66       COMB1         Min  -3.709E-11 
         ~66       COMB2         Max  -5.333E-11 
         ~66       COMB2         Min  -5.333E-11 
         ~66       COMB3         Max  -4.293E-11 
         ~66       COMB3         Min  -4.293E-11 
         ~66       COMB4         Max  -1.232E-09 
         ~66       COMB4         Min  -1.232E-09 
         ~66       COMB5         Max  -5.916E-11 
         ~66       COMB5         Min  -5.916E-11 
         ~66       COMB6         Max  -1.248E-09 
         ~66       COMB6         Min  -1.248E-09 
         ~66       COMB7         Max  -2.177E-11 
         ~66       COMB7         Min  -2.177E-11 
         ~66       COMB8         Max  -3.801E-11 
         ~66       COMB8         Min  -3.801E-11 
         ~66       COMB9         Max  -2.760E-11 
         ~66       COMB9         Min  -2.760E-11 
         ~66      COMB10         Max  -1.216E-09 
         ~66      COMB10         Min  -1.216E-09 
         ~66      COMB11         Max  -4.384E-11 
         ~66      COMB11         Min  -4.384E-11 
         ~66      COMB12         Max  -1.232E-09 
         ~66      COMB12         Min  -1.232E-09 
         ~66      COMB13         Max   2.404E-08 
         ~66      COMB13         Min  -2.413E-08 
         ~66      COMB14         Max   1.044E-07 
         ~66      COMB14         Min  -1.045E-07 
         ~66         INV         Max   1.044E-07 
         ~66         INV         Min  -1.045E-07 
         ~67          PP              -5.104E-12 
         ~67        PERM               1.292E-12 
         ~67        NEVE               8.842E-13 
         ~67      VENTOX               4.501E-12 
         ~67      VENTOY               7.467E-09 
         ~67      SISMAX         Max   2.354E-08 
         ~67      SISMAY         Max   1.064E-07 
         ~67        TERM              -4.279E-12 
         ~67       COMB1         Max  -8.092E-12 
         ~67       COMB1         Min  -8.092E-12 
         ~67       COMB2         Max  -7.207E-12 
         ~67       COMB2         Min  -7.207E-12 
         ~67       COMB3         Max  -3.591E-12 
         ~67       COMB3         Min  -3.591E-12 
         ~67       COMB4         Max   7.459E-09 
         ~67       COMB4         Min   7.459E-09 
         ~67       COMB5         Max  -2.706E-12 
         ~67       COMB5         Min  -2.706E-12 
         ~67       COMB6         Max   7.460E-09 
         ~67       COMB6         Min   7.460E-09 
         ~67       COMB7         Max   4.673E-13 
         ~67       COMB7         Min   4.673E-13 
         ~67       COMB8         Max   1.351E-12 
         ~67       COMB8         Min   1.351E-12 
         ~67       COMB9         Max   4.968E-12 
         ~67       COMB9         Min   4.968E-12 
         ~67      COMB10         Max   7.468E-09 
         ~67      COMB10         Min   7.468E-09 
         ~67      COMB11         Max   5.852E-12 
         ~67      COMB11         Min   5.852E-12 
         ~67      COMB12         Max   7.468E-09 
         ~67      COMB12         Min   7.468E-09 
         ~67      COMB13         Max   2.353E-08 
         ~67      COMB13         Min  -2.354E-08 
         ~67      COMB14         Max   1.064E-07 
         ~67      COMB14         Min  -1.064E-07 
         ~67         INV         Max   1.064E-07 
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         ~67         INV         Min  -1.064E-07 
         ~68          PP               7.219E-12 
         ~68        PERM               5.068E-11 
         ~68        NEVE               3.468E-11 
         ~68      VENTOX               1.628E-11 
         ~68      VENTOY               9.318E-09 
         ~68      SISMAX         Max   5.298E-08 
         ~68      SISMAY         Max   1.860E-07 
         ~68        TERM               1.207E-11 
         ~68       COMB1         Max   6.997E-11 
         ~68       COMB1         Min   6.997E-11 
         ~68       COMB2         Max   1.047E-10 
         ~68       COMB2         Min   1.047E-10 
         ~68       COMB3         Max   8.625E-11 
         ~68       COMB3         Min   8.625E-11 
         ~68       COMB4         Max   9.388E-09 
         ~68       COMB4         Min   9.388E-09 
         ~68       COMB5         Max   1.209E-10 
         ~68       COMB5         Min   1.209E-10 
         ~68       COMB6         Max   9.422E-09 
         ~68       COMB6         Min   9.422E-09 
         ~68       COMB7         Max   4.583E-11 
         ~68       COMB7         Min   4.583E-11 
         ~68       COMB8         Max   8.051E-11 
         ~68       COMB8         Min   8.051E-11 
         ~68       COMB9         Max   6.211E-11 
         ~68       COMB9         Min   6.211E-11 
         ~68      COMB10         Max   9.364E-09 
         ~68      COMB10         Min   9.364E-09 
         ~68      COMB11         Max   9.679E-11 
         ~68      COMB11         Min   9.679E-11 
         ~68      COMB12         Max   9.398E-09 
         ~68      COMB12         Min   9.398E-09 
         ~68      COMB13         Max   5.307E-08 
         ~68      COMB13         Min  -5.289E-08 
         ~68      COMB14         Max   1.861E-07 
         ~68      COMB14         Min  -1.859E-07 
         ~68         INV         Max   1.861E-07 
         ~68         INV         Min  -1.859E-07 
         ~69          PP               3.785E-11 
         ~69        PERM               1.775E-10 
         ~69        NEVE               1.215E-10 
         ~69      VENTOX               5.323E-11 
         ~69      VENTOY               1.224E-08 
         ~69      SISMAX         Max   6.410E-08 
         ~69      SISMAY         Max   1.942E-07 
         ~69        TERM               5.506E-11 
         ~69       COMB1         Max   2.704E-10 
         ~69       COMB1         Min   2.704E-10 
         ~69       COMB2         Max   3.919E-10 
         ~69       COMB2         Min   3.919E-10 
         ~69       COMB3         Max   3.237E-10 
         ~69       COMB3         Min   3.237E-10 
         ~69       COMB4         Max   1.251E-08 
         ~69       COMB4         Min   1.251E-08 
         ~69       COMB5         Max   4.451E-10 
         ~69       COMB5         Min   4.451E-10 
         ~69       COMB6         Max   1.263E-08 
         ~69       COMB6         Min   1.263E-08 
         ~69       COMB7         Max   1.603E-10 
         ~69       COMB7         Min   1.603E-10 
         ~69       COMB8         Max   2.818E-10 
         ~69       COMB8         Min   2.818E-10 
         ~69       COMB9         Max   2.135E-10 
         ~69       COMB9         Min   2.135E-10 
         ~69      COMB10         Max   1.240E-08 
         ~69      COMB10         Min   1.240E-08 
         ~69      COMB11         Max   3.350E-10 
         ~69      COMB11         Min   3.350E-10 
         ~69      COMB12         Max   1.252E-08 
         ~69      COMB12         Min   1.252E-08 
         ~69      COMB13         Max   6.444E-08 
         ~69      COMB13         Min  -6.376E-08 
         ~69      COMB14         Max   1.946E-07 
         ~69      COMB14         Min  -1.939E-07 
         ~69         INV         Max   1.946E-07 
         ~69         INV         Min  -1.939E-07 
         ~70          PP               2.820E-11 
         ~70        PERM               1.392E-10 
         ~70        NEVE               9.525E-11 
         ~70      VENTOX               4.467E-11 
         ~70      VENTOY               1.064E-08 
         ~70      SISMAX         Max   2.971E-08 
         ~70      SISMAY         Max   1.106E-07 
         ~70        TERM               4.246E-11 
         ~70       COMB1         Max   2.099E-10 
         ~70       COMB1         Min   2.099E-10 
         ~70       COMB2         Max   3.051E-10 
         ~70       COMB2         Min   3.051E-10 
         ~70       COMB3         Max   2.545E-10 
         ~70       COMB3         Min   2.545E-10 
         ~70       COMB4         Max   1.085E-08 
         ~70       COMB4         Min   1.085E-08 
         ~70       COMB5         Max   3.498E-10 
         ~70       COMB5         Min   3.498E-10 
         ~70       COMB6         Max   1.094E-08 
         ~70       COMB6         Min   1.094E-08 
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         ~70       COMB7         Max   1.249E-10 
         ~70       COMB7         Min   1.249E-10 
         ~70       COMB8         Max   2.202E-10 
         ~70       COMB8         Min   2.202E-10 
         ~70       COMB9         Max   1.696E-10 
         ~70       COMB9         Min   1.696E-10 
         ~70      COMB10         Max   1.076E-08 
         ~70      COMB10         Min   1.076E-08 
         ~70      COMB11         Max   2.649E-10 
         ~70      COMB11         Min   2.649E-10 
         ~70      COMB12         Max   1.086E-08 
         ~70      COMB12         Min   1.086E-08 
         ~70      COMB13         Max   2.997E-08 
         ~70      COMB13         Min  -2.945E-08 
         ~70      COMB14         Max   1.109E-07 
         ~70      COMB14         Min  -1.104E-07 
         ~70         INV         Max   1.109E-07 
         ~70         INV         Min  -1.104E-07 
         ~71          PP              -5.786E-12 
         ~71        PERM              -2.410E-11 
         ~71        NEVE              -1.649E-11 
         ~71      VENTOX              -5.940E-12 
         ~71      VENTOY              -1.203E-09 
         ~71      SISMAX         Max   2.967E-08 
         ~71      SISMAY         Max   1.056E-07 
         ~71        TERM              -7.787E-12 
         ~71       COMB1         Max  -3.767E-11 
         ~71       COMB1         Min  -3.767E-11 
         ~71       COMB2         Max  -5.416E-11 
         ~71       COMB2         Min  -5.416E-11 
         ~71       COMB3         Max  -4.361E-11 
         ~71       COMB3         Min  -4.361E-11 
         ~71       COMB4         Max  -1.241E-09 
         ~71       COMB4         Min  -1.241E-09 
         ~71       COMB5         Max  -6.010E-11 
         ~71       COMB5         Min  -6.010E-11 
         ~71       COMB6         Max  -1.257E-09 
         ~71       COMB6         Min  -1.257E-09 
         ~71       COMB7         Max  -2.210E-11 
         ~71       COMB7         Min  -2.210E-11 
         ~71       COMB8         Max  -3.859E-11 
         ~71       COMB8         Min  -3.859E-11 
         ~71       COMB9         Max  -2.804E-11 
         ~71       COMB9         Min  -2.804E-11 
         ~71      COMB10         Max  -1.225E-09 
         ~71      COMB10         Min  -1.225E-09 
         ~71      COMB11         Max  -4.452E-11 
         ~71      COMB11         Min  -4.452E-11 
         ~71      COMB12         Max  -1.241E-09 
         ~71      COMB12         Min  -1.241E-09 
         ~71      COMB13         Max   2.963E-08 
         ~71      COMB13         Min  -2.972E-08 
         ~71      COMB14         Max   1.055E-07 
         ~71      COMB14         Min  -1.056E-07 
         ~71         INV         Max   1.055E-07 
         ~71         INV         Min  -1.056E-07 
         ~72          PP              -6.411E-11 
         ~72        PERM              -3.124E-10 
         ~72        NEVE              -2.137E-10 
         ~72      VENTOX              -9.860E-11 
         ~72      VENTOY              -2.329E-08 
         ~72      SISMAX         Max   6.528E-08 
         ~72      SISMAY         Max   2.019E-07 
         ~72        TERM              -9.569E-11 
         ~72       COMB1         Max  -4.722E-10 
         ~72       COMB1         Min  -4.722E-10 
         ~72       COMB2         Max  -6.859E-10 
         ~72       COMB2         Min  -6.859E-10 
         ~72       COMB3         Max  -5.708E-10 
         ~72       COMB3         Min  -5.708E-10 
         ~72       COMB4         Max  -2.376E-08 
         ~72       COMB4         Min  -2.376E-08 
         ~72       COMB5         Max  -7.845E-10 
         ~72       COMB5         Min  -7.845E-10 
         ~72       COMB6         Max  -2.398E-08 
         ~72       COMB6         Min  -2.398E-08 
         ~72       COMB7         Max  -2.808E-10 
         ~72       COMB7         Min  -2.808E-10 
         ~72       COMB8         Max  -4.945E-10 
         ~72       COMB8         Min  -4.945E-10 
         ~72       COMB9         Max  -3.794E-10 
         ~72       COMB9         Min  -3.794E-10 
         ~72      COMB10         Max  -2.357E-08 
         ~72      COMB10         Min  -2.357E-08 
         ~72      COMB11         Max  -5.931E-10 
         ~72      COMB11         Min  -5.931E-10 
         ~72      COMB12         Max  -2.379E-08 
         ~72      COMB12         Min  -2.379E-08 
         ~72      COMB13         Max   6.469E-08 
         ~72      COMB13         Min  -6.587E-08 
         ~72      COMB14         Max   2.013E-07 
         ~72      COMB14         Min  -2.025E-07 
         ~72         INV         Max   2.013E-07 
         ~72         INV         Min  -2.025E-07 
         ~73          PP              -5.438E-12 
         ~73        PERM               2.439E-11 
         ~73        NEVE               1.669E-11 
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         ~73      VENTOX               1.472E-11 
         ~73      VENTOY              -1.669E-08 
         ~73      SISMAX         Max   5.156E-08 
         ~73      SISMAY         Max   1.911E-07 
         ~73        TERM              -1.921E-12 
         ~73       COMB1         Max   1.703E-11 
         ~73       COMB1         Min   1.703E-11 
         ~73       COMB2         Max   3.372E-11 
         ~73       COMB2         Min   3.372E-11 
         ~73       COMB3         Max   3.175E-11 
         ~73       COMB3         Min   3.175E-11 
         ~73       COMB4         Max  -1.667E-08 
         ~73       COMB4         Min  -1.667E-08 
         ~73       COMB5         Max   4.844E-11 
         ~73       COMB5         Min   4.844E-11 
         ~73       COMB6         Max  -1.666E-08 
         ~73       COMB6         Min  -1.666E-08 
         ~73       COMB7         Max   2.087E-11 
         ~73       COMB7         Min   2.087E-11 
         ~73       COMB8         Max   3.756E-11 
         ~73       COMB8         Min   3.756E-11 
         ~73       COMB9         Max   3.560E-11 
         ~73       COMB9         Min   3.560E-11 
         ~73      COMB10         Max  -1.667E-08 
         ~73      COMB10         Min  -1.667E-08 
         ~73      COMB11         Max   5.228E-11 
         ~73      COMB11         Min   5.228E-11 
         ~73      COMB12         Max  -1.665E-08 
         ~73      COMB12         Min  -1.665E-08 
         ~73      COMB13         Max   5.159E-08 
         ~73      COMB13         Min  -5.152E-08 
         ~73      COMB14         Max   1.911E-07 
         ~73      COMB14         Min  -1.910E-07 
         ~73         INV         Max   1.911E-07 
         ~73         INV         Min  -1.910E-07 
         ~74          PP               5.698E-12 
         ~74        PERM               2.373E-11 
         ~74        NEVE               1.624E-11 
         ~74      VENTOX               5.833E-12 
         ~74      VENTOY              -1.196E-09 
         ~74      SISMAX         Max   2.408E-08 
         ~74      SISMAY         Max   1.044E-07 
         ~74        TERM               7.663E-12 
         ~74       COMB1         Max   3.709E-11 
         ~74       COMB1         Min   3.709E-11 
         ~74       COMB2         Max   5.333E-11 
         ~74       COMB2         Min   5.333E-11 
         ~74       COMB3         Max   4.293E-11 
         ~74       COMB3         Min   4.293E-11 
         ~74       COMB4         Max  -1.159E-09 
         ~74       COMB4         Min  -1.159E-09 
         ~74       COMB5         Max   5.916E-11 
         ~74       COMB5         Min   5.916E-11 
         ~74       COMB6         Max  -1.142E-09 
         ~74       COMB6         Min  -1.142E-09 
         ~74       COMB7         Max   2.177E-11 
         ~74       COMB7         Min   2.177E-11 
         ~74       COMB8         Max   3.801E-11 
         ~74       COMB8         Min   3.801E-11 
         ~74       COMB9         Max   2.760E-11 
         ~74       COMB9         Min   2.760E-11 
         ~74      COMB10         Max  -1.174E-09 
         ~74      COMB10         Min  -1.174E-09 
         ~74      COMB11         Max   4.384E-11 
         ~74      COMB11         Min   4.384E-11 
         ~74      COMB12         Max  -1.158E-09 
         ~74      COMB12         Min  -1.158E-09 
         ~74      COMB13         Max   2.413E-08 
         ~74      COMB13         Min  -2.404E-08 
         ~74      COMB14         Max   1.045E-07 
         ~74      COMB14         Min  -1.044E-07 
         ~74         INV         Max   1.045E-07 
         ~74         INV         Min  -1.044E-07 
         ~75          PP               5.104E-12 
         ~75        PERM              -1.292E-12 
         ~75        NEVE              -8.842E-13 
         ~75      VENTOX              -4.501E-12 
         ~75      VENTOY               7.477E-09 
         ~75      SISMAX         Max   2.354E-08 
         ~75      SISMAY         Max   1.064E-07 
         ~75        TERM               4.279E-12 
         ~75       COMB1         Max   8.092E-12 
         ~75       COMB1         Min   8.092E-12 
         ~75       COMB2         Max   7.207E-12 
         ~75       COMB2         Min   7.207E-12 
         ~75       COMB3         Max   3.591E-12 
         ~75       COMB3         Min   3.591E-12 
         ~75       COMB4         Max   7.486E-09 
         ~75       COMB4         Min   7.486E-09 
         ~75       COMB5         Max   2.706E-12 
         ~75       COMB5         Min   2.706E-12 
         ~75       COMB6         Max   7.485E-09 
         ~75       COMB6         Min   7.485E-09 
         ~75       COMB7         Max  -4.673E-13 
         ~75       COMB7         Min  -4.673E-13 
         ~75       COMB8         Max  -1.351E-12 
         ~75       COMB8         Min  -1.351E-12 
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         ~75       COMB9         Max  -4.968E-12 
         ~75       COMB9         Min  -4.968E-12 
         ~75      COMB10         Max   7.477E-09 
         ~75      COMB10         Min   7.477E-09 
         ~75      COMB11         Max  -5.852E-12 
         ~75      COMB11         Min  -5.852E-12 
         ~75      COMB12         Max   7.476E-09 
         ~75      COMB12         Min   7.476E-09 
         ~75      COMB13         Max   2.354E-08 
         ~75      COMB13         Min  -2.353E-08 
         ~75      COMB14         Max   1.064E-07 
         ~75      COMB14         Min  -1.064E-07 
         ~75         INV         Max   1.064E-07 
         ~75         INV         Min  -1.064E-07 
         ~76          PP              -7.219E-12 
         ~76        PERM              -5.068E-11 
         ~76        NEVE              -3.468E-11 
         ~76      VENTOX              -1.628E-11 
         ~76      VENTOY               9.330E-09 
         ~76      SISMAX         Max   5.298E-08 
         ~76      SISMAY         Max   1.860E-07 
         ~76        TERM              -1.207E-11 
         ~76       COMB1         Max  -6.997E-11 
         ~76       COMB1         Min  -6.997E-11 
         ~76       COMB2         Max  -1.047E-10 
         ~76       COMB2         Min  -1.047E-10 
         ~76       COMB3         Max  -8.625E-11 
         ~76       COMB3         Min  -8.625E-11 
         ~76       COMB4         Max   9.260E-09 
         ~76       COMB4         Min   9.260E-09 
         ~76       COMB5         Max  -1.209E-10 
         ~76       COMB5         Min  -1.209E-10 
         ~76       COMB6         Max   9.225E-09 
         ~76       COMB6         Min   9.225E-09 
         ~76       COMB7         Max  -4.583E-11 
         ~76       COMB7         Min  -4.583E-11 
         ~76       COMB8         Max  -8.051E-11 
         ~76       COMB8         Min  -8.051E-11 
         ~76       COMB9         Max  -6.211E-11 
         ~76       COMB9         Min  -6.211E-11 
         ~76      COMB10         Max   9.284E-09 
         ~76      COMB10         Min   9.284E-09 
         ~76      COMB11         Max  -9.679E-11 
         ~76      COMB11         Min  -9.679E-11 
         ~76      COMB12         Max   9.249E-09 
         ~76      COMB12         Min   9.249E-09 
         ~76      COMB13         Max   5.289E-08 
         ~76      COMB13         Min  -5.307E-08 
         ~76      COMB14         Max   1.859E-07 
         ~76      COMB14         Min  -1.861E-07 
         ~76         INV         Max   1.859E-07 
         ~76         INV         Min  -1.861E-07 
         ~77          PP              -3.785E-11 
         ~77        PERM              -1.775E-10 
         ~77        NEVE              -1.215E-10 
         ~77      VENTOX              -5.323E-11 
         ~77      VENTOY               1.226E-08 
         ~77      SISMAX         Max   6.410E-08 
         ~77      SISMAY         Max   1.942E-07 
         ~77        TERM              -5.506E-11 
         ~77       COMB1         Max  -2.704E-10 
         ~77       COMB1         Min  -2.704E-10 
         ~77       COMB2         Max  -3.919E-10 
         ~77       COMB2         Min  -3.919E-10 
         ~77       COMB3         Max  -3.237E-10 
         ~77       COMB3         Min  -3.237E-10 
         ~77       COMB4         Max   1.199E-08 
         ~77       COMB4         Min   1.199E-08 
         ~77       COMB5         Max  -4.451E-10 
         ~77       COMB5         Min  -4.451E-10 
         ~77       COMB6         Max   1.187E-08 
         ~77       COMB6         Min   1.187E-08 
         ~77       COMB7         Max  -1.603E-10 
         ~77       COMB7         Min  -1.603E-10 
         ~77       COMB8         Max  -2.818E-10 
         ~77       COMB8         Min  -2.818E-10 
         ~77       COMB9         Max  -2.135E-10 
         ~77       COMB9         Min  -2.135E-10 
         ~77      COMB10         Max   1.210E-08 
         ~77      COMB10         Min   1.210E-08 
         ~77      COMB11         Max  -3.350E-10 
         ~77      COMB11         Min  -3.350E-10 
         ~77      COMB12         Max   1.198E-08 
         ~77      COMB12         Min   1.198E-08 
         ~77      COMB13         Max   6.376E-08 
         ~77      COMB13         Min  -6.444E-08 
         ~77      COMB14         Max   1.939E-07 
         ~77      COMB14         Min  -1.946E-07 
         ~77         INV         Max   1.939E-07 
         ~77         INV         Min  -1.946E-07 
         ~78          PP              -2.820E-11 
         ~78        PERM              -1.392E-10 
         ~78        NEVE              -9.525E-11 
         ~78      VENTOX              -4.467E-11 
         ~78      VENTOY               1.066E-08 
         ~78      SISMAX         Max   2.971E-08 
         ~78      SISMAY         Max   1.106E-07 
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         ~78        TERM              -4.246E-11 
         ~78       COMB1         Max  -2.099E-10 
         ~78       COMB1         Min  -2.099E-10 
         ~78       COMB2         Max  -3.051E-10 
         ~78       COMB2         Min  -3.051E-10 
         ~78       COMB3         Max  -2.545E-10 
         ~78       COMB3         Min  -2.545E-10 
         ~78       COMB4         Max   1.045E-08 
         ~78       COMB4         Min   1.045E-08 
         ~78       COMB5         Max  -3.498E-10 
         ~78       COMB5         Min  -3.498E-10 
         ~78       COMB6         Max   1.036E-08 
         ~78       COMB6         Min   1.036E-08 
         ~78       COMB7         Max  -1.249E-10 
         ~78       COMB7         Min  -1.249E-10 
         ~78       COMB8         Max  -2.202E-10 
         ~78       COMB8         Min  -2.202E-10 
         ~78       COMB9         Max  -1.696E-10 
         ~78       COMB9         Min  -1.696E-10 
         ~78      COMB10         Max   1.054E-08 
         ~78      COMB10         Min   1.054E-08 
         ~78      COMB11         Max  -2.649E-10 
         ~78      COMB11         Min  -2.649E-10 
         ~78      COMB12         Max   1.044E-08 
         ~78      COMB12         Min   1.044E-08 
         ~78      COMB13         Max   2.945E-08 
         ~78      COMB13         Min  -2.997E-08 
         ~78      COMB14         Max   1.104E-07 
         ~78      COMB14         Min  -1.109E-07 
         ~78         INV         Max   1.104E-07 
         ~78         INV         Min  -1.109E-07 
         ~79          PP               5.786E-12 
         ~79        PERM               2.410E-11 
         ~79        NEVE               1.649E-11 
         ~79      VENTOX               5.940E-12 
         ~79      VENTOY              -1.204E-09 
         ~79      SISMAX         Max   2.967E-08 
         ~79      SISMAY         Max   1.056E-07 
         ~79        TERM               7.787E-12 
         ~79       COMB1         Max   3.767E-11 
         ~79       COMB1         Min   3.767E-11 
         ~79       COMB2         Max   5.416E-11 
         ~79       COMB2         Min   5.416E-11 
         ~79       COMB3         Max   4.361E-11 
         ~79       COMB3         Min   4.361E-11 
         ~79       COMB4         Max  -1.166E-09 
         ~79       COMB4         Min  -1.166E-09 
         ~79       COMB5         Max   6.010E-11 
         ~79       COMB5         Min   6.010E-11 
         ~79       COMB6         Max  -1.150E-09 
         ~79       COMB6         Min  -1.150E-09 
         ~79       COMB7         Max   2.210E-11 
         ~79       COMB7         Min   2.210E-11 
         ~79       COMB8         Max   3.859E-11 
         ~79       COMB8         Min   3.859E-11 
         ~79       COMB9         Max   2.804E-11 
         ~79       COMB9         Min   2.804E-11 
         ~79      COMB10         Max  -1.182E-09 
         ~79      COMB10         Min  -1.182E-09 
         ~79      COMB11         Max   4.452E-11 
         ~79      COMB11         Min   4.452E-11 
         ~79      COMB12         Max  -1.165E-09 
         ~79      COMB12         Min  -1.165E-09 
         ~79      COMB13         Max   2.972E-08 
         ~79      COMB13         Min  -2.963E-08 
         ~79      COMB14         Max   1.056E-07 
         ~79      COMB14         Min  -1.055E-07 
         ~79         INV         Max   1.056E-07 
         ~79         INV         Min  -1.055E-07 
         ~80          PP               6.411E-11 
         ~80        PERM               3.124E-10 
         ~80        NEVE               2.137E-10 
         ~80      VENTOX               9.860E-11 
         ~80      VENTOY              -2.334E-08 
         ~80      SISMAX         Max   6.528E-08 
         ~80      SISMAY         Max   2.019E-07 
         ~80        TERM               9.569E-11 
         ~80       COMB1         Max   4.722E-10 
         ~80       COMB1         Min   4.722E-10 
         ~80       COMB2         Max   6.859E-10 
         ~80       COMB2         Min   6.859E-10 
         ~80       COMB3         Max   5.708E-10 
         ~80       COMB3         Min   5.708E-10 
         ~80       COMB4         Max  -2.287E-08 
         ~80       COMB4         Min  -2.287E-08 
         ~80       COMB5         Max   7.845E-10 
         ~80       COMB5         Min   7.845E-10 
         ~80       COMB6         Max  -2.265E-08 
         ~80       COMB6         Min  -2.265E-08 
         ~80       COMB7         Max   2.808E-10 
         ~80       COMB7         Min   2.808E-10 
         ~80       COMB8         Max   4.945E-10 
         ~80       COMB8         Min   4.945E-10 
         ~80       COMB9         Max   3.794E-10 
         ~80       COMB9         Min   3.794E-10 
         ~80      COMB10         Max  -2.306E-08 
         ~80      COMB10         Min  -2.306E-08 
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         ~80      COMB11         Max   5.931E-10 
         ~80      COMB11         Min   5.931E-10 
         ~80      COMB12         Max  -2.285E-08 
         ~80      COMB12         Min  -2.285E-08 
         ~80      COMB13         Max   6.587E-08 
         ~80      COMB13         Min  -6.469E-08 
         ~80      COMB14         Max   2.025E-07 
         ~80      COMB14         Min  -2.013E-07 
         ~80         INV         Max   2.025E-07 
         ~80         INV         Min  -2.013E-07 
         ~81          PP              -7.418E-11 
         ~81        PERM              -3.271E-10 
         ~81        NEVE              -2.238E-10 
         ~81      VENTOX              -9.738E-11 
         ~81      VENTOY              -2.303E-08 
         ~81      SISMAX         Max   8.101E-08 
         ~81      SISMAY         Max   1.947E-07 
         ~81        TERM              -1.072E-10 
         ~81       COMB1         Max  -5.085E-10 
         ~81       COMB1         Min  -5.085E-10 
         ~81       COMB2         Max  -7.323E-10 
         ~81       COMB2         Min  -7.323E-10 
         ~81       COMB3         Max  -6.059E-10 
         ~81       COMB3         Min  -6.059E-10 
         ~81       COMB4         Max  -2.354E-08 
         ~81       COMB4         Min  -2.354E-08 
         ~81       COMB5         Max  -8.297E-10 
         ~81       COMB5         Min  -8.297E-10 
         ~81       COMB6         Max  -2.376E-08 
         ~81       COMB6         Min  -2.376E-08 
         ~81       COMB7         Max  -2.941E-10 
         ~81       COMB7         Min  -2.941E-10 
         ~81       COMB8         Max  -5.179E-10 
         ~81       COMB8         Min  -5.179E-10 
         ~81       COMB9         Max  -3.914E-10 
         ~81       COMB9         Min  -3.914E-10 
         ~81      COMB10         Max  -2.332E-08 
         ~81      COMB10         Min  -2.332E-08 
         ~81      COMB11         Max  -6.153E-10 
         ~81      COMB11         Min  -6.153E-10 
         ~81      COMB12         Max  -2.355E-08 
         ~81      COMB12         Min  -2.355E-08 
         ~81      COMB13         Max   8.038E-08 
         ~81      COMB13         Min  -8.163E-08 
         ~81      COMB14         Max   1.941E-07 
         ~81      COMB14         Min  -1.953E-07 
         ~81         INV         Max   1.941E-07 
         ~81         INV         Min  -1.953E-07 
         ~82          PP              -1.674E-11 
         ~82        PERM              -4.010E-11 
         ~82        NEVE              -2.744E-11 
         ~82      VENTOX              -4.608E-12 
         ~82      VENTOY              -9.168E-10 
         ~82      SISMAX         Max   3.785E-08 
         ~82      SISMAY         Max   1.078E-07 
         ~82        TERM              -2.032E-11 
         ~82       COMB1         Max  -7.716E-11 
         ~82       COMB1         Min  -7.716E-11 
         ~82       COMB2         Max  -1.046E-10 
         ~82       COMB2         Min  -1.046E-10 
         ~82       COMB3         Max  -8.177E-11 
         ~82       COMB3         Min  -8.177E-11 
         ~82       COMB4         Max  -9.940E-10 
         ~82       COMB4         Min  -9.940E-10 
         ~82       COMB5         Max  -1.092E-10 
         ~82       COMB5         Min  -1.092E-10 
         ~82       COMB6         Max  -1.021E-09 
         ~82       COMB6         Min  -1.021E-09 
         ~82       COMB7         Max  -3.651E-11 
         ~82       COMB7         Min  -3.651E-11 
         ~82       COMB8         Max  -6.395E-11 
         ~82       COMB8         Min  -6.395E-11 
         ~82       COMB9         Max  -4.112E-11 
         ~82       COMB9         Min  -4.112E-11 
         ~82      COMB10         Max  -9.533E-10 
         ~82      COMB10         Min  -9.533E-10 
         ~82      COMB11         Max  -6.856E-11 
         ~82      COMB11         Min  -6.856E-11 
         ~82      COMB12         Max  -9.807E-10 
         ~82      COMB12         Min  -9.807E-10 
         ~82      COMB13         Max   3.776E-08 
         ~82      COMB13         Min  -3.793E-08 
         ~82      COMB14         Max   1.077E-07 
         ~82      COMB14         Min  -1.079E-07 
         ~82         INV         Max   1.077E-07 
         ~82         INV         Min  -1.079E-07 
         ~83          PP               2.823E-11 
         ~83        PERM               1.392E-10 
         ~83        NEVE               9.527E-11 
         ~83      VENTOX               4.467E-11 
         ~83      VENTOY               1.064E-08 
         ~83      SISMAX         Max   3.794E-08 
         ~83      SISMAY         Max   1.045E-07 
         ~83        TERM               4.250E-11 
         ~83       COMB1         Max   2.100E-10 
         ~83       COMB1         Min   2.100E-10 
         ~83       COMB2         Max   3.052E-10 
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         ~83       COMB2         Min   3.052E-10 
         ~83       COMB3         Max   2.546E-10 
         ~83       COMB3         Min   2.546E-10 
         ~83       COMB4         Max   1.085E-08 
         ~83       COMB4         Min   1.085E-08 
         ~83       COMB5         Max   3.499E-10 
         ~83       COMB5         Min   3.499E-10 
         ~83       COMB6         Max   1.094E-08 
         ~83       COMB6         Min   1.094E-08 
         ~83       COMB7         Max   1.250E-10 
         ~83       COMB7         Min   1.250E-10 
         ~83       COMB8         Max   2.203E-10 
         ~83       COMB8         Min   2.203E-10 
         ~83       COMB9         Max   1.696E-10 
         ~83       COMB9         Min   1.696E-10 
         ~83      COMB10         Max   1.076E-08 
         ~83      COMB10         Min   1.076E-08 
         ~83      COMB11         Max   2.649E-10 
         ~83      COMB11         Min   2.649E-10 
         ~83      COMB12         Max   1.086E-08 
         ~83      COMB12         Min   1.086E-08 
         ~83      COMB13         Max   3.820E-08 
         ~83      COMB13         Min  -3.768E-08 
         ~83      COMB14         Max   1.048E-07 
         ~83      COMB14         Min  -1.043E-07 
         ~83         INV         Max   1.048E-07 
         ~83         INV         Min  -1.043E-07 
         ~84          PP               6.072E-11 
         ~84        PERM               2.109E-10 
         ~84        NEVE               1.443E-10 
         ~84      VENTOX               5.044E-11 
         ~84      VENTOY               1.164E-08 
         ~84      SISMAX         Max   8.275E-08 
         ~84      SISMAY         Max   1.940E-07 
         ~84        TERM               8.124E-11 
         ~84       COMB1         Max   3.529E-10 
         ~84       COMB1         Min   3.529E-10 
         ~84       COMB2         Max   4.972E-10 
         ~84       COMB2         Min   4.972E-10 
         ~84       COMB3         Max   4.033E-10 
         ~84       COMB3         Min   4.033E-10 
         ~84       COMB4         Max   1.199E-08 
         ~84       COMB4         Min   1.199E-08 
         ~84       COMB5         Max   5.477E-10 
         ~84       COMB5         Min   5.477E-10 
         ~84       COMB6         Max   1.214E-08 
         ~84       COMB6         Min   1.214E-08 
         ~84       COMB7         Max   1.904E-10 
         ~84       COMB7         Min   1.904E-10 
         ~84       COMB8         Max   3.347E-10 
         ~84       COMB8         Min   3.347E-10 
         ~84       COMB9         Max   2.409E-10 
         ~84       COMB9         Min   2.409E-10 
         ~84      COMB10         Max   1.183E-08 
         ~84      COMB10         Min   1.183E-08 
         ~84      COMB11         Max   3.852E-10 
         ~84      COMB11         Min   3.852E-10 
         ~84      COMB12         Max   1.197E-08 
         ~84      COMB12         Min   1.197E-08 
         ~84      COMB13         Max   8.317E-08 
         ~84      COMB13         Min  -8.234E-08 
         ~84      COMB14         Max   1.944E-07 
         ~84      COMB14         Min  -1.936E-07 
         ~84         INV         Max   1.944E-07 
         ~84         INV         Min  -1.936E-07 
         ~85          PP               1.794E-10 
         ~85        PERM               4.696E-10 
         ~85        NEVE               3.213E-10 
         ~85      VENTOX               1.555E-11 
         ~85      VENTOY               1.024E-08 
         ~85      SISMAX         Max   1.046E-07 
         ~85      SISMAY         Max   1.792E-07 
         ~85        TERM               1.933E-10 
         ~85       COMB1         Max   8.423E-10 
         ~85       COMB1         Min   8.423E-10 
         ~85       COMB2         Max   1.164E-09 
         ~85       COMB2         Min   1.164E-09 
         ~85       COMB3         Max   8.579E-10 
         ~85       COMB3         Min   8.579E-10 
         ~85       COMB4         Max   1.109E-08 
         ~85       COMB4         Min   1.109E-08 
         ~85       COMB5         Max   1.179E-09 
         ~85       COMB5         Min   1.179E-09 
         ~85       COMB6         Max   1.141E-08 
         ~85       COMB6         Min   1.141E-08 
         ~85       COMB7         Max   4.557E-10 
         ~85       COMB7         Min   4.557E-10 
         ~85       COMB8         Max   7.770E-10 
         ~85       COMB8         Min   7.770E-10 
         ~85       COMB9         Max   4.713E-10 
         ~85       COMB9         Min   4.713E-10 
         ~85      COMB10         Max   1.070E-08 
         ~85      COMB10         Min   1.070E-08 
         ~85      COMB11         Max   7.926E-10 
         ~85      COMB11         Min   7.926E-10 
         ~85      COMB12         Max   1.102E-08 
         ~85      COMB12         Min   1.102E-08 
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         ~85      COMB13         Max   1.056E-07 
         ~85      COMB13         Min  -1.036E-07 
         ~85      COMB14         Max   1.802E-07 
         ~85      COMB14         Min  -1.783E-07 
         ~85         INV         Max   1.802E-07 
         ~85         INV         Min  -1.783E-07 
         ~86          PP               1.573E-10 
         ~86        PERM               4.205E-10 
         ~86        NEVE               2.877E-10 
         ~86      VENTOX               6.731E-12 
         ~86      VENTOY               9.123E-09 
         ~86      SISMAX         Max   4.861E-08 
         ~86      SISMAY         Max   1.103E-07 
         ~86        TERM               1.643E-10 
         ~86       COMB1         Max   7.421E-10 
         ~86       COMB1         Min   7.421E-10 
         ~86       COMB2         Max   1.030E-09 
         ~86       COMB2         Min   1.030E-09 
         ~86       COMB3         Max   7.488E-10 
         ~86       COMB3         Min   7.488E-10 
         ~86       COMB4         Max   9.865E-09 
         ~86       COMB4         Min   9.865E-09 
         ~86       COMB5         Max   1.037E-09 
         ~86       COMB5         Min   1.037E-09 
         ~86       COMB6         Max   1.015E-08 
         ~86       COMB6         Min   1.015E-08 
         ~86       COMB7         Max   4.134E-10 
         ~86       COMB7         Min   4.134E-10 
         ~86       COMB8         Max   7.011E-10 
         ~86       COMB8         Min   7.011E-10 
         ~86       COMB9         Max   4.202E-10 
         ~86       COMB9         Min   4.202E-10 
         ~86      COMB10         Max   9.536E-09 
         ~86      COMB10         Min   9.536E-09 
         ~86      COMB11         Max   7.079E-10 
         ~86      COMB11         Min   7.079E-10 
         ~86      COMB12         Max   9.824E-09 
         ~86      COMB12         Min   9.824E-09 
         ~86      COMB13         Max   4.948E-08 
         ~86      COMB13         Min  -4.775E-08 
         ~86      COMB14         Max   1.112E-07 
         ~86      COMB14         Min  -1.094E-07 
         ~86         INV         Max   1.112E-07 
         ~86         INV         Min  -1.094E-07 
         ~87          PP              -1.708E-11 
         ~87        PERM              -4.084E-11 
         ~87        NEVE              -2.794E-11 
         ~87      VENTOX              -4.507E-12 
         ~87      VENTOY              -9.128E-10 
         ~87      SISMAX         Max   4.989E-08 
         ~87      SISMAY         Max   9.111E-08 
         ~87        TERM              -2.065E-11 
         ~87       COMB1         Max  -7.857E-11 
         ~87       COMB1         Min  -7.857E-11 
         ~87       COMB2         Max  -1.065E-10 
         ~87       COMB2         Min  -1.065E-10 
         ~87       COMB3         Max  -8.308E-11 
         ~87       COMB3         Min  -8.308E-11 
         ~87       COMB4         Max  -9.914E-10 
         ~87       COMB4         Min  -9.914E-10 
         ~87       COMB5         Max  -1.110E-10 
         ~87       COMB5         Min  -1.110E-10 
         ~87       COMB6         Max  -1.019E-09 
         ~87       COMB6         Min  -1.019E-09 
         ~87       COMB7         Max  -3.728E-11 
         ~87       COMB7         Min  -3.728E-11 
         ~87       COMB8         Max  -6.522E-11 
         ~87       COMB8         Min  -6.522E-11 
         ~87       COMB9         Max  -4.178E-11 
         ~87       COMB9         Min  -4.178E-11 
         ~87      COMB10         Max  -9.501E-10 
         ~87      COMB10         Min  -9.501E-10 
         ~87      COMB11         Max  -6.973E-11 
         ~87      COMB11         Min  -6.973E-11 
         ~87      COMB12         Max  -9.780E-10 
         ~87      COMB12         Min  -9.780E-10 
         ~87      COMB13         Max   4.980E-08 
         ~87      COMB13         Min  -4.997E-08 
         ~87      COMB14         Max   9.102E-08 
         ~87      COMB14         Min  -9.119E-08 
         ~87         INV         Max   9.102E-08 
         ~87         INV         Min  -9.119E-08 
         ~88          PP              -3.437E-10 
         ~88        PERM              -9.144E-10 
         ~88        NEVE              -6.256E-10 
         ~88      VENTOX              -1.816E-11 
         ~88      VENTOY              -1.986E-08 
         ~88      SISMAX         Max   1.063E-07 
         ~88      SISMAY         Max   1.987E-07 
         ~88        TERM              -3.616E-10 
         ~88       COMB1         Max  -1.620E-09 
         ~88       COMB1         Min  -1.620E-09 
         ~88       COMB2         Max  -2.245E-09 
         ~88       COMB2         Min  -2.245E-09 
         ~88       COMB3         Max  -1.638E-09 
         ~88       COMB3         Min  -1.638E-09 
         ~88       COMB4         Max  -2.148E-08 
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         ~88       COMB4         Min  -2.148E-08 
         ~88       COMB5         Max  -2.263E-09 
         ~88       COMB5         Min  -2.263E-09 
         ~88       COMB6         Max  -2.211E-08 
         ~88       COMB6         Min  -2.211E-08 
         ~88       COMB7         Max  -8.964E-10 
         ~88       COMB7         Min  -8.964E-10 
         ~88       COMB8         Max  -1.522E-09 
         ~88       COMB8         Min  -1.522E-09 
         ~88       COMB9         Max  -9.146E-10 
         ~88       COMB9         Min  -9.146E-10 
         ~88      COMB10         Max  -2.076E-08 
         ~88      COMB10         Min  -2.076E-08 
         ~88      COMB11         Max  -1.540E-09 
         ~88      COMB11         Min  -1.540E-09 
         ~88      COMB12         Max  -2.138E-08 
         ~88      COMB12         Min  -2.138E-08 
         ~88      COMB13         Max   1.044E-07 
         ~88      COMB13         Min  -1.081E-07 
         ~88      COMB14         Max   1.968E-07 
         ~88      COMB14         Min  -2.006E-07 
         ~88         INV         Max   1.968E-07 
         ~88         INV         Min  -2.006E-07 
         ~89          PP               7.418E-11 
         ~89        PERM               3.271E-10 
         ~89        NEVE               2.238E-10 
         ~89      VENTOX               9.738E-11 
         ~89      VENTOY              -2.306E-08 
         ~89      SISMAX         Max   8.101E-08 
         ~89      SISMAY         Max   1.947E-07 
         ~89        TERM               1.072E-10 
         ~89       COMB1         Max   5.085E-10 
         ~89       COMB1         Min   5.085E-10 
         ~89       COMB2         Max   7.323E-10 
         ~89       COMB2         Min   7.323E-10 
         ~89       COMB3         Max   6.059E-10 
         ~89       COMB3         Min   6.059E-10 
         ~89       COMB4         Max  -2.255E-08 
         ~89       COMB4         Min  -2.255E-08 
         ~89       COMB5         Max   8.297E-10 
         ~89       COMB5         Min   8.297E-10 
         ~89       COMB6         Max  -2.233E-08 
         ~89       COMB6         Min  -2.233E-08 
         ~89       COMB7         Max   2.941E-10 
         ~89       COMB7         Min   2.941E-10 
         ~89       COMB8         Max   5.179E-10 
         ~89       COMB8         Min   5.179E-10 
         ~89       COMB9         Max   3.914E-10 
         ~89       COMB9         Min   3.914E-10 
         ~89      COMB10         Max  -2.277E-08 
         ~89      COMB10         Min  -2.277E-08 
         ~89      COMB11         Max   6.153E-10 
         ~89      COMB11         Min   6.153E-10 
         ~89      COMB12         Max  -2.254E-08 
         ~89      COMB12         Min  -2.254E-08 
         ~89      COMB13         Max   8.163E-08 
         ~89      COMB13         Min  -8.038E-08 
         ~89      COMB14         Max   1.953E-07 
         ~89      COMB14         Min  -1.941E-07 
         ~89         INV         Max   1.953E-07 
         ~89         INV         Min  -1.941E-07 
         ~90          PP               1.674E-11 
         ~90        PERM               4.010E-11 
         ~90        NEVE               2.744E-11 
         ~90      VENTOX               4.608E-12 
         ~90      VENTOY              -9.011E-10 
         ~90      SISMAX         Max   3.785E-08 
         ~90      SISMAY         Max   1.078E-07 
         ~90        TERM               2.032E-11 
         ~90       COMB1         Max   7.716E-11 
         ~90       COMB1         Min   7.716E-11 
         ~90       COMB2         Max   1.046E-10 
         ~90       COMB2         Min   1.046E-10 
         ~90       COMB3         Max   8.177E-11 
         ~90       COMB3         Min   8.177E-11 
         ~90       COMB4         Max  -8.240E-10 
         ~90       COMB4         Min  -8.240E-10 
         ~90       COMB5         Max   1.092E-10 
         ~90       COMB5         Min   1.092E-10 
         ~90       COMB6         Max  -7.965E-10 
         ~90       COMB6         Min  -7.965E-10 
         ~90       COMB7         Max   3.651E-11 
         ~90       COMB7         Min   3.651E-11 
         ~90       COMB8         Max   6.395E-11 
         ~90       COMB8         Min   6.395E-11 
         ~90       COMB9         Max   4.112E-11 
         ~90       COMB9         Min   4.112E-11 
         ~90      COMB10         Max  -8.646E-10 
         ~90      COMB10         Min  -8.646E-10 
         ~90      COMB11         Max   6.856E-11 
         ~90      COMB11         Min   6.856E-11 
         ~90      COMB12         Max  -8.372E-10 
         ~90      COMB12         Min  -8.372E-10 
         ~90      COMB13         Max   3.793E-08 
         ~90      COMB13         Min  -3.776E-08 
         ~90      COMB14         Max   1.079E-07 
         ~90      COMB14         Min  -1.077E-07 
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         ~90         INV         Max   1.079E-07 
         ~90         INV         Min  -1.077E-07 
         ~91          PP              -2.823E-11 
         ~91        PERM              -1.392E-10 
         ~91        NEVE              -9.527E-11 
         ~91      VENTOX              -4.467E-11 
         ~91      VENTOY               1.066E-08 
         ~91      SISMAX         Max   3.794E-08 
         ~91      SISMAY         Max   1.045E-07 
         ~91        TERM              -4.250E-11 
         ~91       COMB1         Max  -2.100E-10 
         ~91       COMB1         Min  -2.100E-10 
         ~91       COMB2         Max  -3.052E-10 
         ~91       COMB2         Min  -3.052E-10 
         ~91       COMB3         Max  -2.546E-10 
         ~91       COMB3         Min  -2.546E-10 
         ~91       COMB4         Max   1.045E-08 
         ~91       COMB4         Min   1.045E-08 
         ~91       COMB5         Max  -3.499E-10 
         ~91       COMB5         Min  -3.499E-10 
         ~91       COMB6         Max   1.036E-08 
         ~91       COMB6         Min   1.036E-08 
         ~91       COMB7         Max  -1.250E-10 
         ~91       COMB7         Min  -1.250E-10 
         ~91       COMB8         Max  -2.203E-10 
         ~91       COMB8         Min  -2.203E-10 
         ~91       COMB9         Max  -1.696E-10 
         ~91       COMB9         Min  -1.696E-10 
         ~91      COMB10         Max   1.054E-08 
         ~91      COMB10         Min   1.054E-08 
         ~91      COMB11         Max  -2.649E-10 
         ~91      COMB11         Min  -2.649E-10 
         ~91      COMB12         Max   1.044E-08 
         ~91      COMB12         Min   1.044E-08 
         ~91      COMB13         Max   3.768E-08 
         ~91      COMB13         Min  -3.820E-08 
         ~91      COMB14         Max   1.043E-07 
         ~91      COMB14         Min  -1.048E-07 
         ~91         INV         Max   1.043E-07 
         ~91         INV         Min  -1.048E-07 
         ~92          PP              -6.072E-11 
         ~92        PERM              -2.109E-10 
         ~92        NEVE              -1.443E-10 
         ~92      VENTOX              -5.044E-11 
         ~92      VENTOY               1.163E-08 
         ~92      SISMAX         Max   8.276E-08 
         ~92      SISMAY         Max   1.940E-07 
         ~92        TERM              -8.124E-11 
         ~92       COMB1         Max  -3.529E-10 
         ~92       COMB1         Min  -3.529E-10 
         ~92       COMB2         Max  -4.972E-10 
         ~92       COMB2         Min  -4.972E-10 
         ~92       COMB3         Max  -4.033E-10 
         ~92       COMB3         Min  -4.033E-10 
         ~92       COMB4         Max   1.127E-08 
         ~92       COMB4         Min   1.127E-08 
         ~92       COMB5         Max  -5.477E-10 
         ~92       COMB5         Min  -5.477E-10 
         ~92       COMB6         Max   1.113E-08 
         ~92       COMB6         Min   1.113E-08 
         ~92       COMB7         Max  -1.904E-10 
         ~92       COMB7         Min  -1.904E-10 
         ~92       COMB8         Max  -3.347E-10 
         ~92       COMB8         Min  -3.347E-10 
         ~92       COMB9         Max  -2.409E-10 
         ~92       COMB9         Min  -2.409E-10 
         ~92      COMB10         Max   1.144E-08 
         ~92      COMB10         Min   1.144E-08 
         ~92      COMB11         Max  -3.852E-10 
         ~92      COMB11         Min  -3.852E-10 
         ~92      COMB12         Max   1.129E-08 
         ~92      COMB12         Min   1.129E-08 
         ~92      COMB13         Max   8.234E-08 
         ~92      COMB13         Min  -8.317E-08 
         ~92      COMB14         Max   1.936E-07 
         ~92      COMB14         Min  -1.944E-07 
         ~92         INV         Max   1.936E-07 
         ~92         INV         Min  -1.944E-07 
         ~93          PP              -1.794E-10 
         ~93        PERM              -4.696E-10 
         ~93        NEVE              -3.213E-10 
         ~93      VENTOX              -1.555E-11 
         ~93      VENTOY               1.011E-08 
         ~93      SISMAX         Max   1.046E-07 
         ~93      SISMAY         Max   1.792E-07 
         ~93        TERM              -1.933E-10 
         ~93       COMB1         Max  -8.423E-10 
         ~93       COMB1         Min  -8.423E-10 
         ~93       COMB2         Max  -1.164E-09 
         ~93       COMB2         Min  -1.164E-09 
         ~93       COMB3         Max  -8.579E-10 
         ~93       COMB3         Min  -8.579E-10 
         ~93       COMB4         Max   9.267E-09 
         ~93       COMB4         Min   9.267E-09 
         ~93       COMB5         Max  -1.179E-09 
         ~93       COMB5         Min  -1.179E-09 
         ~93       COMB6         Max   8.946E-09 
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         ~93       COMB6         Min   8.946E-09 
         ~93       COMB7         Max  -4.557E-10 
         ~93       COMB7         Min  -4.557E-10 
         ~93       COMB8         Max  -7.770E-10 
         ~93       COMB8         Min  -7.770E-10 
         ~93       COMB9         Max  -4.713E-10 
         ~93       COMB9         Min  -4.713E-10 
         ~93      COMB10         Max   9.654E-09 
         ~93      COMB10         Min   9.654E-09 
         ~93      COMB11         Max  -7.926E-10 
         ~93      COMB11         Min  -7.926E-10 
         ~93      COMB12         Max   9.333E-09 
         ~93      COMB12         Min   9.333E-09 
         ~93      COMB13         Max   1.036E-07 
         ~93      COMB13         Min  -1.056E-07 
         ~93      COMB14         Max   1.783E-07 
         ~93      COMB14         Min  -1.802E-07 
         ~93         INV         Max   1.783E-07 
         ~93         INV         Min  -1.802E-07 
         ~94          PP              -1.573E-10 
         ~94        PERM              -4.205E-10 
         ~94        NEVE              -2.877E-10 
         ~94      VENTOX              -6.731E-12 
         ~94      VENTOY               9.013E-09 
         ~94      SISMAX         Max   4.861E-08 
         ~94      SISMAY         Max   1.103E-07 
         ~94        TERM              -1.643E-10 
         ~94       COMB1         Max  -7.421E-10 
         ~94       COMB1         Min  -7.421E-10 
         ~94       COMB2         Max  -1.030E-09 
         ~94       COMB2         Min  -1.030E-09 
         ~94       COMB3         Max  -7.488E-10 
         ~94       COMB3         Min  -7.488E-10 
         ~94       COMB4         Max   8.271E-09 
         ~94       COMB4         Min   8.271E-09 
         ~94       COMB5         Max  -1.037E-09 
         ~94       COMB5         Min  -1.037E-09 
         ~94       COMB6         Max   7.983E-09 
         ~94       COMB6         Min   7.983E-09 
         ~94       COMB7         Max  -4.134E-10 
         ~94       COMB7         Min  -4.134E-10 
         ~94       COMB8         Max  -7.011E-10 
         ~94       COMB8         Min  -7.011E-10 
         ~94       COMB9         Max  -4.202E-10 
         ~94       COMB9         Min  -4.202E-10 
         ~94      COMB10         Max   8.599E-09 
         ~94      COMB10         Min   8.599E-09 
         ~94      COMB11         Max  -7.079E-10 
         ~94      COMB11         Min  -7.079E-10 
         ~94      COMB12         Max   8.312E-09 
         ~94      COMB12         Min   8.312E-09 
         ~94      COMB13         Max   4.775E-08 
         ~94      COMB13         Min  -4.948E-08 
         ~94      COMB14         Max   1.094E-07 
         ~94      COMB14         Min  -1.112E-07 
         ~94         INV         Max   1.094E-07 
         ~94         INV         Min  -1.112E-07 
         ~95          PP               1.708E-11 
         ~95        PERM               4.084E-11 
         ~95        NEVE               2.794E-11 
         ~95      VENTOX               4.507E-12 
         ~95      VENTOY              -8.968E-10 
         ~95      SISMAX         Max   4.989E-08 
         ~95      SISMAY         Max   9.111E-08 
         ~95        TERM               2.065E-11 
         ~95       COMB1         Max   7.857E-11 
         ~95       COMB1         Min   7.857E-11 
         ~95       COMB2         Max   1.065E-10 
         ~95       COMB2         Min   1.065E-10 
         ~95       COMB3         Max   8.308E-11 
         ~95       COMB3         Min   8.308E-11 
         ~95       COMB4         Max  -8.182E-10 
         ~95       COMB4         Min  -8.182E-10 
         ~95       COMB5         Max   1.110E-10 
         ~95       COMB5         Min   1.110E-10 
         ~95       COMB6         Max  -7.903E-10 
         ~95       COMB6         Min  -7.903E-10 
         ~95       COMB7         Max   3.728E-11 
         ~95       COMB7         Min   3.728E-11 
         ~95       COMB8         Max   6.522E-11 
         ~95       COMB8         Min   6.522E-11 
         ~95       COMB9         Max   4.178E-11 
         ~95       COMB9         Min   4.178E-11 
         ~95      COMB10         Max  -8.595E-10 
         ~95      COMB10         Min  -8.595E-10 
         ~95      COMB11         Max   6.973E-11 
         ~95      COMB11         Min   6.973E-11 
         ~95      COMB12         Max  -8.315E-10 
         ~95      COMB12         Min  -8.315E-10 
         ~95      COMB13         Max   4.997E-08 
         ~95      COMB13         Min  -4.980E-08 
         ~95      COMB14         Max   9.119E-08 
         ~95      COMB14         Min  -9.102E-08 
         ~95         INV         Max   9.119E-08 
         ~95         INV         Min  -9.102E-08 
         ~96          PP               3.437E-10 
         ~96        PERM               9.144E-10 
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         ~96        NEVE               6.256E-10 
         ~96      VENTOX               1.816E-11 
         ~96      VENTOY              -1.962E-08 
         ~96      SISMAX         Max   1.063E-07 
         ~96      SISMAY         Max   1.987E-07 
         ~96        TERM               3.616E-10 
         ~96       COMB1         Max   1.620E-09 
         ~96       COMB1         Min   1.620E-09 
         ~96       COMB2         Max   2.245E-09 
         ~96       COMB2         Min   2.245E-09 
         ~96       COMB3         Max   1.638E-09 
         ~96       COMB3         Min   1.638E-09 
         ~96       COMB4         Max  -1.800E-08 
         ~96       COMB4         Min  -1.800E-08 
         ~96       COMB5         Max   2.263E-09 
         ~96       COMB5         Min   2.263E-09 
         ~96       COMB6         Max  -1.737E-08 
         ~96       COMB6         Min  -1.737E-08 
         ~96       COMB7         Max   8.964E-10 
         ~96       COMB7         Min   8.964E-10 
         ~96       COMB8         Max   1.522E-09 
         ~96       COMB8         Min   1.522E-09 
         ~96       COMB9         Max   9.146E-10 
         ~96       COMB9         Min   9.146E-10 
         ~96      COMB10         Max  -1.872E-08 
         ~96      COMB10         Min  -1.872E-08 
         ~96      COMB11         Max   1.540E-09 
         ~96      COMB11         Min   1.540E-09 
         ~96      COMB12         Max  -1.810E-08 
         ~96      COMB12         Min  -1.810E-08 
         ~96      COMB13         Max   1.081E-07 
         ~96      COMB13         Min  -1.044E-07 
         ~96      COMB14         Max   2.006E-07 
         ~96      COMB14         Min  -1.968E-07 
         ~96         INV         Max   2.006E-07 
         ~96         INV         Min  -1.968E-07 
         ~97          PP              -1.917E-10 
         ~97        PERM              -5.406E-10 
         ~97        NEVE              -3.699E-10 
         ~97      VENTOX              -4.784E-10 
         ~97      VENTOY              -1.290E-08 
         ~97      SISMAX         Max   1.421E-07 
         ~97      SISMAY         Max   1.613E-07 
         ~97        TERM              -4.448E-10 
         ~97       COMB1         Max  -1.177E-09 
         ~97       COMB1         Min  -1.177E-09 
         ~97       COMB2         Max  -1.547E-09 
         ~97       COMB2         Min  -1.547E-09 
         ~97       COMB3         Max  -1.656E-09 
         ~97       COMB3         Min  -1.656E-09 
         ~97       COMB4         Max  -1.407E-08 
         ~97       COMB4         Min  -1.407E-08 
         ~97       COMB5         Max  -2.025E-09 
         ~97       COMB5         Min  -2.025E-09 
         ~97       COMB6         Max  -1.444E-08 
         ~97       COMB6         Min  -1.444E-08 
         ~97       COMB7         Max  -2.875E-10 
         ~97       COMB7         Min  -2.875E-10 
         ~97       COMB8         Max  -6.574E-10 
         ~97       COMB8         Min  -6.574E-10 
         ~97       COMB9         Max  -7.659E-10 
         ~97       COMB9         Min  -7.659E-10 
         ~97      COMB10         Max  -1.318E-08 
         ~97      COMB10         Min  -1.318E-08 
         ~97      COMB11         Max  -1.136E-09 
         ~97      COMB11         Min  -1.136E-09 
         ~97      COMB12         Max  -1.355E-08 
         ~97      COMB12         Min  -1.355E-08 
         ~97      COMB13         Max   1.409E-07 
         ~97      COMB13         Min  -1.432E-07 
         ~97      COMB14         Max   1.602E-07 
         ~97      COMB14         Min  -1.624E-07 
         ~97         INV         Max   1.602E-07 
         ~97         INV         Min  -1.624E-07 
         ~98          PP               1.482E-10 
         ~98        PERM               3.655E-10 
         ~98        NEVE               2.501E-10 
         ~98      VENTOX              -5.049E-10 
         ~98      VENTOY               6.662E-09 
         ~98      SISMAX         Max   6.684E-08 
         ~98      SISMAY         Max   1.062E-07 
         ~98        TERM              -1.111E-10 
         ~98       COMB1         Max   4.026E-10 
         ~98       COMB1         Min   4.026E-10 
         ~98       COMB2         Max   6.527E-10 
         ~98       COMB2         Min   6.527E-10 
         ~98       COMB3         Max  -1.023E-10 
         ~98       COMB3         Min  -1.023E-10 
         ~98       COMB4         Max   7.065E-09 
         ~98       COMB4         Min   7.065E-09 
         ~98       COMB5         Max   1.477E-10 
         ~98       COMB5         Min   1.477E-10 
         ~98       COMB6         Max   7.315E-09 
         ~98       COMB6         Min   7.315E-09 
         ~98       COMB7         Max   6.248E-10 
         ~98       COMB7         Min   6.248E-10 
         ~98       COMB8         Max   8.749E-10 
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         ~98       COMB8         Min   8.749E-10 
         ~98       COMB9         Max   1.199E-10 
         ~98       COMB9         Min   1.199E-10 
         ~98      COMB10         Max   7.287E-09 
         ~98      COMB10         Min   7.287E-09 
         ~98      COMB11         Max   3.700E-10 
         ~98      COMB11         Min   3.700E-10 
         ~98      COMB12         Max   7.537E-09 
         ~98      COMB12         Min   7.537E-09 
         ~98      COMB13         Max   6.760E-08 
         ~98      COMB13         Min  -6.607E-08 
         ~98      COMB14         Max   1.070E-07 
         ~98      COMB14         Min  -1.055E-07 
         ~98         INV         Max   1.070E-07 
         ~98         INV         Min  -1.055E-07 
         ~99          PP               1.569E-10 
         ~99        PERM               4.194E-10 
         ~99        NEVE               2.870E-10 
         ~99      VENTOX               8.056E-12 
         ~99      VENTOY               9.103E-09 
         ~99      SISMAX         Max   6.877E-08 
         ~99      SISMAY         Max   7.230E-08 
         ~99        TERM               1.646E-10 
         ~99       COMB1         Max   7.408E-10 
         ~99       COMB1         Min   7.408E-10 
         ~99       COMB2         Max   1.028E-09 
         ~99       COMB2         Min   1.028E-09 
         ~99       COMB3         Max   7.489E-10 
         ~99       COMB3         Min   7.489E-10 
         ~99       COMB4         Max   9.843E-09 
         ~99       COMB4         Min   9.843E-09 
         ~99       COMB5         Max   1.036E-09 
         ~99       COMB5         Min   1.036E-09 
         ~99       COMB6         Max   1.013E-08 
         ~99       COMB6         Min   1.013E-08 
         ~99       COMB7         Max   4.117E-10 
         ~99       COMB7         Min   4.117E-10 
         ~99       COMB8         Max   6.986E-10 
         ~99       COMB8         Min   6.986E-10 
         ~99       COMB9         Max   4.197E-10 
         ~99       COMB9         Min   4.197E-10 
         ~99      COMB10         Max   9.514E-09 
         ~99      COMB10         Min   9.514E-09 
         ~99      COMB11         Max   7.067E-10 
         ~99      COMB11         Min   7.067E-10 
         ~99      COMB12         Max   9.801E-09 
         ~99      COMB12         Min   9.801E-09 
         ~99      COMB13         Max   6.964E-08 
         ~99      COMB13         Min  -6.791E-08 
         ~99      COMB14         Max   7.316E-08 
         ~99      COMB14         Min  -7.144E-08 
         ~99         INV         Max   7.316E-08 
         ~99         INV         Min  -7.144E-08 
        ~100          PP              -1.657E-10 
        ~100        PERM              -3.790E-10 
        ~100        NEVE              -2.593E-10 
        ~100      VENTOX               1.061E-09 
        ~100      VENTOY              -5.575E-09 
        ~100      SISMAX         Max   1.459E-07 
        ~100      SISMAY         Max   1.931E-07 
        ~100        TERM               3.822E-10 
        ~100       COMB1         Max  -1.625E-10 
        ~100       COMB1         Min  -1.625E-10 
        ~100       COMB2         Max  -4.218E-10 
        ~100       COMB2         Min  -4.218E-10 
        ~100       COMB3         Max   8.981E-10 
        ~100       COMB3         Min   8.981E-10 
        ~100       COMB4         Max  -5.737E-09 
        ~100       COMB4         Min  -5.737E-09 
        ~100       COMB5         Max   6.388E-10 
        ~100       COMB5         Min   6.388E-10 
        ~100       COMB6         Max  -5.997E-09 
        ~100       COMB6         Min  -5.997E-09 
        ~100       COMB7         Max  -9.269E-10 
        ~100       COMB7         Min  -9.269E-10 
        ~100       COMB8         Max  -1.186E-09 
        ~100       COMB8         Min  -1.186E-09 
        ~100       COMB9         Max   1.337E-10 
        ~100       COMB9         Min   1.337E-10 
        ~100      COMB10         Max  -6.502E-09 
        ~100      COMB10         Min  -6.502E-09 
        ~100      COMB11         Max  -1.257E-10 
        ~100      COMB11         Min  -1.257E-10 
        ~100      COMB12         Max  -6.761E-09 
        ~100      COMB12         Min  -6.761E-09 
        ~100      COMB13         Max   1.451E-07 
        ~100      COMB13         Min  -1.467E-07 
        ~100      COMB14         Max   1.923E-07 
        ~100      COMB14         Min  -1.939E-07 
        ~100         INV         Max   1.923E-07 
        ~100         INV         Min  -1.939E-07 
        ~101          PP               1.917E-10 
        ~101        PERM               5.406E-10 
        ~101        NEVE               3.699E-10 
        ~101      VENTOX               4.784E-10 
        ~101      VENTOY              -1.273E-08 
        ~101      SISMAX         Max   1.421E-07 
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        ~101      SISMAY         Max   1.613E-07 
        ~101        TERM               4.448E-10 
        ~101       COMB1         Max   1.177E-09 
        ~101       COMB1         Min   1.177E-09 
        ~101       COMB2         Max   1.547E-09 
        ~101       COMB2         Min   1.547E-09 
        ~101       COMB3         Max   1.656E-09 
        ~101       COMB3         Min   1.656E-09 
        ~101       COMB4         Max  -1.155E-08 
        ~101       COMB4         Min  -1.155E-08 
        ~101       COMB5         Max   2.025E-09 
        ~101       COMB5         Min   2.025E-09 
        ~101       COMB6         Max  -1.118E-08 
        ~101       COMB6         Min  -1.118E-08 
        ~101       COMB7         Max   2.875E-10 
        ~101       COMB7         Min   2.875E-10 
        ~101       COMB8         Max   6.574E-10 
        ~101       COMB8         Min   6.574E-10 
        ~101       COMB9         Max   7.659E-10 
        ~101       COMB9         Min   7.659E-10 
        ~101      COMB10         Max  -1.244E-08 
        ~101      COMB10         Min  -1.244E-08 
        ~101      COMB11         Max   1.136E-09 
        ~101      COMB11         Min   1.136E-09 
        ~101      COMB12         Max  -1.207E-08 
        ~101      COMB12         Min  -1.207E-08 
        ~101      COMB13         Max   1.432E-07 
        ~101      COMB13         Min  -1.409E-07 
        ~101      COMB14         Max   1.624E-07 
        ~101      COMB14         Min  -1.602E-07 
        ~101         INV         Max   1.624E-07 
        ~101         INV         Min  -1.602E-07 
        ~102          PP              -1.482E-10 
        ~102        PERM              -3.655E-10 
        ~102        NEVE              -2.501E-10 
        ~102      VENTOX               5.049E-10 
        ~102      VENTOY               6.592E-09 
        ~102      SISMAX         Max   6.684E-08 
        ~102      SISMAY         Max   1.062E-07 
        ~102        TERM               1.111E-10 
        ~102       COMB1         Max  -4.026E-10 
        ~102       COMB1         Min  -4.026E-10 
        ~102       COMB2         Max  -6.527E-10 
        ~102       COMB2         Min  -6.527E-10 
        ~102       COMB3         Max   1.023E-10 
        ~102       COMB3         Min   1.023E-10 
        ~102       COMB4         Max   6.189E-09 
        ~102       COMB4         Min   6.189E-09 
        ~102       COMB5         Max  -1.477E-10 
        ~102       COMB5         Min  -1.477E-10 
        ~102       COMB6         Max   5.939E-09 
        ~102       COMB6         Min   5.939E-09 
        ~102       COMB7         Max  -6.248E-10 
        ~102       COMB7         Min  -6.248E-10 
        ~102       COMB8         Max  -8.749E-10 
        ~102       COMB8         Min  -8.749E-10 
        ~102       COMB9         Max  -1.199E-10 
        ~102       COMB9         Min  -1.199E-10 
        ~102      COMB10         Max   5.967E-09 
        ~102      COMB10         Min   5.967E-09 
        ~102      COMB11         Max  -3.700E-10 
        ~102      COMB11         Min  -3.700E-10 
        ~102      COMB12         Max   5.717E-09 
        ~102      COMB12         Min   5.717E-09 
        ~102      COMB13         Max   6.607E-08 
        ~102      COMB13         Min  -6.760E-08 
        ~102      COMB14         Max   1.055E-07 
        ~102      COMB14         Min  -1.070E-07 
        ~102         INV         Max   1.055E-07 
        ~102         INV         Min  -1.070E-07 
        ~103          PP              -1.569E-10 
        ~103        PERM              -4.194E-10 
        ~103        NEVE              -2.870E-10 
        ~103      VENTOX              -8.056E-12 
        ~103      VENTOY               8.993E-09 
        ~103      SISMAX         Max   6.877E-08 
        ~103      SISMAY         Max   7.230E-08 
        ~103        TERM              -1.646E-10 
        ~103       COMB1         Max  -7.408E-10 
        ~103       COMB1         Min  -7.408E-10 
        ~103       COMB2         Max  -1.028E-09 
        ~103       COMB2         Min  -1.028E-09 
        ~103       COMB3         Max  -7.489E-10 
        ~103       COMB3         Min  -7.489E-10 
        ~103       COMB4         Max   8.252E-09 
        ~103       COMB4         Min   8.252E-09 
        ~103       COMB5         Max  -1.036E-09 
        ~103       COMB5         Min  -1.036E-09 
        ~103       COMB6         Max   7.965E-09 
        ~103       COMB6         Min   7.965E-09 
        ~103       COMB7         Max  -4.117E-10 
        ~103       COMB7         Min  -4.117E-10 
        ~103       COMB8         Max  -6.986E-10 
        ~103       COMB8         Min  -6.986E-10 
        ~103       COMB9         Max  -4.197E-10 
        ~103       COMB9         Min  -4.197E-10 
        ~103      COMB10         Max   8.581E-09 
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        ~103      COMB10         Min   8.581E-09 
        ~103      COMB11         Max  -7.067E-10 
        ~103      COMB11         Min  -7.067E-10 
        ~103      COMB12         Max   8.294E-09 
        ~103      COMB12         Min   8.294E-09 
        ~103      COMB13         Max   6.791E-08 
        ~103      COMB13         Min  -6.964E-08 
        ~103      COMB14         Max   7.143E-08 
        ~103      COMB14         Min  -7.316E-08 
        ~103         INV         Max   7.143E-08 
        ~103         INV         Min  -7.316E-08 
        ~104          PP               1.657E-10 
        ~104        PERM               3.790E-10 
        ~104        NEVE               2.593E-10 
        ~104      VENTOX              -1.061E-09 
        ~104      VENTOY              -5.528E-09 
        ~104      SISMAX         Max   1.459E-07 
        ~104      SISMAY         Max   1.931E-07 
        ~104        TERM              -3.822E-10 
        ~104       COMB1         Max   1.625E-10 
        ~104       COMB1         Min   1.625E-10 
        ~104       COMB2         Max   4.218E-10 
        ~104       COMB2         Min   4.218E-10 
        ~104       COMB3         Max  -8.981E-10 
        ~104       COMB3         Min  -8.981E-10 
        ~104       COMB4         Max  -5.366E-09 
        ~104       COMB4         Min  -5.366E-09 
        ~104       COMB5         Max  -6.388E-10 
        ~104       COMB5         Min  -6.388E-10 
        ~104       COMB6         Max  -5.106E-09 
        ~104       COMB6         Min  -5.106E-09 
        ~104       COMB7         Max   9.269E-10 
        ~104       COMB7         Min   9.269E-10 
        ~104       COMB8         Max   1.186E-09 
        ~104       COMB8         Min   1.186E-09 
        ~104       COMB9         Max  -1.337E-10 
        ~104       COMB9         Min  -1.337E-10 
        ~104      COMB10         Max  -4.601E-09 
        ~104      COMB10         Min  -4.601E-09 
        ~104      COMB11         Max   1.257E-10 
        ~104      COMB11         Min   1.257E-10 
        ~104      COMB12         Max  -4.342E-09 
        ~104      COMB12         Min  -4.342E-09 
        ~104      COMB13         Max   1.467E-07 
        ~104      COMB13         Min  -1.451E-07 
        ~104      COMB14         Max   1.939E-07 
        ~104      COMB14         Min  -1.923E-07 
        ~104         INV         Max   1.939E-07 
        ~104         INV         Min  -1.923E-07 
 
 
Table: Joint Displacements - Absolute, Part 1 of 2 
 
       Joint  OutputCase    CaseType    StepType          U1          U2          U3          R1          R2 
        Text        Text        Text        Text           m           m           m     Radians     Radians 
 
           1          PP   LinStatic                0.000000    0.000000   -0.006180    0.000000    0.000000 
           1        PERM   LinStatic                0.000000    0.000000   -0.001687    0.000000    0.000000 
           1        NEVE   LinStatic                0.000000    0.000000   -0.000727    0.000000    0.000000 
           1      VENTOX   LinStatic                0.000000    0.000000    0.000178    0.000000    0.000000 
           1      VENTOY   LinStatic                0.000000    0.000000    0.000201    0.000000    0.000000 
           1      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000020    0.000000    0.000000 
           1      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000071    0.000000    0.000000 
           1        TERM   LinStatic                0.000000    0.000000  -6.961E-06    0.000000    0.000000 
           1       COMB1 Combination         Max    0.000000    0.000000   -0.007874    0.000000    0.000000 
           1       COMB1 Combination         Min    0.000000    0.000000   -0.007874    0.000000    0.000000 
           1       COMB2 Combination         Max    0.000000    0.000000   -0.008601    0.000000    0.000000 
           1       COMB2 Combination         Min    0.000000    0.000000   -0.008601    0.000000    0.000000 
           1       COMB3 Combination         Max    0.000000    0.000000   -0.007696    0.000000    0.000000 
           1       COMB3 Combination         Min    0.000000    0.000000   -0.007696    0.000000    0.000000 
           1       COMB4 Combination         Max    0.000000    0.000000   -0.007672    0.000000    0.000000 
           1       COMB4 Combination         Min    0.000000    0.000000   -0.007672    0.000000    0.000000 
           1       COMB5 Combination         Max    0.000000    0.000000   -0.008423    0.000000    0.000000 
           1       COMB5 Combination         Min    0.000000    0.000000   -0.008423    0.000000    0.000000 
           1       COMB6 Combination         Max    0.000000    0.000000   -0.008399    0.000000    0.000000 
           1       COMB6 Combination         Min    0.000000    0.000000   -0.008399    0.000000    0.000000 
           1       COMB7 Combination         Max    0.000000    0.000000   -0.007860    0.000000    0.000000 
           1       COMB7 Combination         Min    0.000000    0.000000   -0.007860    0.000000    0.000000 
           1       COMB8 Combination         Max    0.000000    0.000000   -0.008587    0.000000    0.000000 
           1       COMB8 Combination         Min    0.000000    0.000000   -0.008587    0.000000    0.000000 
           1       COMB9 Combination         Max    0.000000    0.000000   -0.007682    0.000000    0.000000 
           1       COMB9 Combination         Min    0.000000    0.000000   -0.007682    0.000000    0.000000 
           1      COMB10 Combination         Max    0.000000    0.000000   -0.007659    0.000000    0.000000 
           1      COMB10 Combination         Min    0.000000    0.000000   -0.007659    0.000000    0.000000 
           1      COMB11 Combination         Max    0.000000    0.000000   -0.008409    0.000000    0.000000 
           1      COMB11 Combination         Min    0.000000    0.000000   -0.008409    0.000000    0.000000 
           1      COMB12 Combination         Max    0.000000    0.000000   -0.008385    0.000000    0.000000 
           1      COMB12 Combination         Min    0.000000    0.000000   -0.008385    0.000000    0.000000 
           1      COMB13 Combination         Max    0.000000    0.000000   -0.008574    0.000000    0.000000 
           1      COMB13 Combination         Min    0.000000    0.000000   -0.008614    0.000000    0.000000 
           1      COMB14 Combination         Max    0.000000    0.000000   -0.008523    0.000000    0.000000 
           1      COMB14 Combination         Min    0.000000    0.000000   -0.008665    0.000000    0.000000 
           1         INV Combination         Max    0.000000    0.000000   -0.007659    0.000000    0.000000 
           1         INV Combination         Min    0.000000    0.000000   -0.008665    0.000000    0.000000 
           2          PP   LinStatic                0.000000    0.000000   -0.006155    0.000000    0.000000 
           2        PERM   LinStatic                0.000000    0.000000   -0.001681    0.000000    0.000000 
           2        NEVE   LinStatic                0.000000    0.000000   -0.000722    0.000000    0.000000 
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           2      VENTOX   LinStatic                0.000000    0.000000    0.000177    0.000000    0.000000 
           2      VENTOY   LinStatic                0.000000    0.000000    0.000200    0.000000    0.000000 
           2      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000016    0.000000    0.000000 
           2      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000070    0.000000    0.000000 
           2        TERM   LinStatic                0.000000    0.000000  -2.806E-06    0.000000    0.000000 
           2       COMB1 Combination         Max    0.000000    0.000000   -0.007839    0.000000    0.000000 
           2       COMB1 Combination         Min    0.000000    0.000000   -0.007839    0.000000    0.000000 
           2       COMB2 Combination         Max    0.000000    0.000000   -0.008561    0.000000    0.000000 
           2       COMB2 Combination         Min    0.000000    0.000000   -0.008561    0.000000    0.000000 
           2       COMB3 Combination         Max    0.000000    0.000000   -0.007662    0.000000    0.000000 
           2       COMB3 Combination         Min    0.000000    0.000000   -0.007662    0.000000    0.000000 
           2       COMB4 Combination         Max    0.000000    0.000000   -0.007639    0.000000    0.000000 
           2       COMB4 Combination         Min    0.000000    0.000000   -0.007639    0.000000    0.000000 
           2       COMB5 Combination         Max    0.000000    0.000000   -0.008384    0.000000    0.000000 
           2       COMB5 Combination         Min    0.000000    0.000000   -0.008384    0.000000    0.000000 
           2       COMB6 Combination         Max    0.000000    0.000000   -0.008362    0.000000    0.000000 
           2       COMB6 Combination         Min    0.000000    0.000000   -0.008362    0.000000    0.000000 
           2       COMB7 Combination         Max    0.000000    0.000000   -0.007833    0.000000    0.000000 
           2       COMB7 Combination         Min    0.000000    0.000000   -0.007833    0.000000    0.000000 
           2       COMB8 Combination         Max    0.000000    0.000000   -0.008556    0.000000    0.000000 
           2       COMB8 Combination         Min    0.000000    0.000000   -0.008556    0.000000    0.000000 
           2       COMB9 Combination         Max    0.000000    0.000000   -0.007656    0.000000    0.000000 
           2       COMB9 Combination         Min    0.000000    0.000000   -0.007656    0.000000    0.000000 
           2      COMB10 Combination         Max    0.000000    0.000000   -0.007633    0.000000    0.000000 
           2      COMB10 Combination         Min    0.000000    0.000000   -0.007633    0.000000    0.000000 
           2      COMB11 Combination         Max    0.000000    0.000000   -0.008379    0.000000    0.000000 
           2      COMB11 Combination         Min    0.000000    0.000000   -0.008379    0.000000    0.000000 
           2      COMB12 Combination         Max    0.000000    0.000000   -0.008356    0.000000    0.000000 
           2      COMB12 Combination         Min    0.000000    0.000000   -0.008356    0.000000    0.000000 
           2      COMB13 Combination         Max    0.000000    0.000000   -0.008543    0.000000    0.000000 
           2      COMB13 Combination         Min    0.000000    0.000000   -0.008574    0.000000    0.000000 
           2      COMB14 Combination         Max    0.000000    0.000000   -0.008489    0.000000    0.000000 
           2      COMB14 Combination         Min    0.000000    0.000000   -0.008628    0.000000    0.000000 
           2         INV Combination         Max    0.000000    0.000000   -0.007633    0.000000    0.000000 
           2         INV Combination         Min    0.000000    0.000000   -0.008628    0.000000    0.000000 
           3          PP   LinStatic                0.000000    0.000000   -0.006150    0.000000    0.000000 
           3        PERM   LinStatic                0.000000    0.000000   -0.001680    0.000000    0.000000 
           3        NEVE   LinStatic                0.000000    0.000000   -0.000722    0.000000    0.000000 
           3      VENTOX   LinStatic                0.000000    0.000000    0.000177    0.000000    0.000000 
           3      VENTOY   LinStatic                0.000000    0.000000    0.000199    0.000000    0.000000 
           3      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000012    0.000000    0.000000 
           3      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000068    0.000000    0.000000 
           3        TERM   LinStatic                0.000000    0.000000   2.874E-07    0.000000    0.000000 
           3       COMB1 Combination         Max    0.000000    0.000000   -0.007830    0.000000    0.000000 
           3       COMB1 Combination         Min    0.000000    0.000000   -0.007830    0.000000    0.000000 
           3       COMB2 Combination         Max    0.000000    0.000000   -0.008552    0.000000    0.000000 
           3       COMB2 Combination         Min    0.000000    0.000000   -0.008552    0.000000    0.000000 
           3       COMB3 Combination         Max    0.000000    0.000000   -0.007653    0.000000    0.000000 
           3       COMB3 Combination         Min    0.000000    0.000000   -0.007653    0.000000    0.000000 
           3       COMB4 Combination         Max    0.000000    0.000000   -0.007631    0.000000    0.000000 
           3       COMB4 Combination         Min    0.000000    0.000000   -0.007631    0.000000    0.000000 
           3       COMB5 Combination         Max    0.000000    0.000000   -0.008375    0.000000    0.000000 
           3       COMB5 Combination         Min    0.000000    0.000000   -0.008375    0.000000    0.000000 
           3       COMB6 Combination         Max    0.000000    0.000000   -0.008353    0.000000    0.000000 
           3       COMB6 Combination         Min    0.000000    0.000000   -0.008353    0.000000    0.000000 
           3       COMB7 Combination         Max    0.000000    0.000000   -0.007831    0.000000    0.000000 
           3       COMB7 Combination         Min    0.000000    0.000000   -0.007831    0.000000    0.000000 
           3       COMB8 Combination         Max    0.000000    0.000000   -0.008553    0.000000    0.000000 
           3       COMB8 Combination         Min    0.000000    0.000000   -0.008553    0.000000    0.000000 
           3       COMB9 Combination         Max    0.000000    0.000000   -0.007654    0.000000    0.000000 
           3       COMB9 Combination         Min    0.000000    0.000000   -0.007654    0.000000    0.000000 
           3      COMB10 Combination         Max    0.000000    0.000000   -0.007632    0.000000    0.000000 
           3      COMB10 Combination         Min    0.000000    0.000000   -0.007632    0.000000    0.000000 
           3      COMB11 Combination         Max    0.000000    0.000000   -0.008376    0.000000    0.000000 
           3      COMB11 Combination         Min    0.000000    0.000000   -0.008376    0.000000    0.000000 
           3      COMB12 Combination         Max    0.000000    0.000000   -0.008354    0.000000    0.000000 
           3      COMB12 Combination         Min    0.000000    0.000000   -0.008354    0.000000    0.000000 
           3      COMB13 Combination         Max    0.000000    0.000000   -0.008541    0.000000    0.000000 
           3      COMB13 Combination         Min    0.000000    0.000000   -0.008565    0.000000    0.000000 
           3      COMB14 Combination         Max    0.000000    0.000000   -0.008485    0.000000    0.000000 
           3      COMB14 Combination         Min    0.000000    0.000000   -0.008621    0.000000    0.000000 
           3         INV Combination         Max    0.000000    0.000000   -0.007631    0.000000    0.000000 
           3         INV Combination         Min    0.000000    0.000000   -0.008621    0.000000    0.000000 
           4          PP   LinStatic                0.000000    0.000000   -0.006126    0.000000    0.000000 
           4        PERM   LinStatic                0.000000    0.000000   -0.001674    0.000000    0.000000 
           4        NEVE   LinStatic                0.000000    0.000000   -0.000718    0.000000    0.000000 
           4      VENTOX   LinStatic                0.000000    0.000000    0.000176    0.000000    0.000000 
           4      VENTOY   LinStatic                0.000000    0.000000    0.000197    0.000000    0.000000 
           4      SISMAX LinRespSpec         Max    0.000000    0.000000   9.289E-06    0.000000    0.000000 
           4      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000066    0.000000    0.000000 
           4        TERM   LinStatic                0.000000    0.000000   2.017E-06    0.000000    0.000000 
           4       COMB1 Combination         Max    0.000000    0.000000   -0.007797    0.000000    0.000000 
           4       COMB1 Combination         Min    0.000000    0.000000   -0.007797    0.000000    0.000000 
           4       COMB2 Combination         Max    0.000000    0.000000   -0.008515    0.000000    0.000000 
           4       COMB2 Combination         Min    0.000000    0.000000   -0.008515    0.000000    0.000000 
           4       COMB3 Combination         Max    0.000000    0.000000   -0.007621    0.000000    0.000000 
           4       COMB3 Combination         Min    0.000000    0.000000   -0.007621    0.000000    0.000000 
           4       COMB4 Combination         Max    0.000000    0.000000   -0.007600    0.000000    0.000000 
           4       COMB4 Combination         Min    0.000000    0.000000   -0.007600    0.000000    0.000000 
           4       COMB5 Combination         Max    0.000000    0.000000   -0.008339    0.000000    0.000000 
           4       COMB5 Combination         Min    0.000000    0.000000   -0.008339    0.000000    0.000000 
           4       COMB6 Combination         Max    0.000000    0.000000   -0.008318    0.000000    0.000000 
           4       COMB6 Combination         Min    0.000000    0.000000   -0.008318    0.000000    0.000000 
           4       COMB7 Combination         Max    0.000000    0.000000   -0.007801    0.000000    0.000000 
           4       COMB7 Combination         Min    0.000000    0.000000   -0.007801    0.000000    0.000000 
           4       COMB8 Combination         Max    0.000000    0.000000   -0.008519    0.000000    0.000000 
           4       COMB8 Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

562/ 799 

 
           4       COMB9 Combination         Max    0.000000    0.000000   -0.007625    0.000000    0.000000 
           4       COMB9 Combination         Min    0.000000    0.000000   -0.007625    0.000000    0.000000 
           4      COMB10 Combination         Max    0.000000    0.000000   -0.007604    0.000000    0.000000 
           4      COMB10 Combination         Min    0.000000    0.000000   -0.007604    0.000000    0.000000 
           4      COMB11 Combination         Max    0.000000    0.000000   -0.008343    0.000000    0.000000 
           4      COMB11 Combination         Min    0.000000    0.000000   -0.008343    0.000000    0.000000 
           4      COMB12 Combination         Max    0.000000    0.000000   -0.008322    0.000000    0.000000 
           4      COMB12 Combination         Min    0.000000    0.000000   -0.008322    0.000000    0.000000 
           4      COMB13 Combination         Max    0.000000    0.000000   -0.008508    0.000000    0.000000 
           4      COMB13 Combination         Min    0.000000    0.000000   -0.008526    0.000000    0.000000 
           4      COMB14 Combination         Max    0.000000    0.000000   -0.008451    0.000000    0.000000 
           4      COMB14 Combination         Min    0.000000    0.000000   -0.008582    0.000000    0.000000 
           4         INV Combination         Max    0.000000    0.000000   -0.007600    0.000000    0.000000 
           4         INV Combination         Min    0.000000    0.000000   -0.008582    0.000000    0.000000 
           5          PP   LinStatic                0.000000    0.000000   -0.006119    0.000000    0.000000 
           5        PERM   LinStatic                0.000000    0.000000   -0.001670    0.000000    0.000000 
           5        NEVE   LinStatic                0.000000    0.000000   -0.000715    0.000000    0.000000 
           5      VENTOX   LinStatic                0.000000    0.000000    0.000176    0.000000    0.000000 
           5      VENTOY   LinStatic                0.000000    0.000000    0.000196    0.000000    0.000000 
           5      SISMAX LinRespSpec         Max    0.000000    0.000000   6.702E-06    0.000000    0.000000 
           5      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000063    0.000000    0.000000 
           5        TERM   LinStatic                0.000000    0.000000   3.198E-06    0.000000    0.000000 
           5       COMB1 Combination         Max    0.000000    0.000000   -0.007786    0.000000    0.000000 
           5       COMB1 Combination         Min    0.000000    0.000000   -0.007786    0.000000    0.000000 
           5       COMB2 Combination         Max    0.000000    0.000000   -0.008501    0.000000    0.000000 
           5       COMB2 Combination         Min    0.000000    0.000000   -0.008501    0.000000    0.000000 
           5       COMB3 Combination         Max    0.000000    0.000000   -0.007610    0.000000    0.000000 
           5       COMB3 Combination         Min    0.000000    0.000000   -0.007610    0.000000    0.000000 
           5       COMB4 Combination         Max    0.000000    0.000000   -0.007590    0.000000    0.000000 
           5       COMB4 Combination         Min    0.000000    0.000000   -0.007590    0.000000    0.000000 
           5       COMB5 Combination         Max    0.000000    0.000000   -0.008325    0.000000    0.000000 
           5       COMB5 Combination         Min    0.000000    0.000000   -0.008325    0.000000    0.000000 
           5       COMB6 Combination         Max    0.000000    0.000000   -0.008305    0.000000    0.000000 
           5       COMB6 Combination         Min    0.000000    0.000000   -0.008305    0.000000    0.000000 
           5       COMB7 Combination         Max    0.000000    0.000000   -0.007792    0.000000    0.000000 
           5       COMB7 Combination         Min    0.000000    0.000000   -0.007792    0.000000    0.000000 
           5       COMB8 Combination         Max    0.000000    0.000000   -0.008507    0.000000    0.000000 
           5       COMB8 Combination         Min    0.000000    0.000000   -0.008507    0.000000    0.000000 
           5       COMB9 Combination         Max    0.000000    0.000000   -0.007616    0.000000    0.000000 
           5       COMB9 Combination         Min    0.000000    0.000000   -0.007616    0.000000    0.000000 
           5      COMB10 Combination         Max    0.000000    0.000000   -0.007597    0.000000    0.000000 
           5      COMB10 Combination         Min    0.000000    0.000000   -0.007597    0.000000    0.000000 
           5      COMB11 Combination         Max    0.000000    0.000000   -0.008331    0.000000    0.000000 
           5      COMB11 Combination         Min    0.000000    0.000000   -0.008331    0.000000    0.000000 
           5      COMB12 Combination         Max    0.000000    0.000000   -0.008312    0.000000    0.000000 
           5      COMB12 Combination         Min    0.000000    0.000000   -0.008312    0.000000    0.000000 
           5      COMB13 Combination         Max    0.000000    0.000000   -0.008497    0.000000    0.000000 
           5      COMB13 Combination         Min    0.000000    0.000000   -0.008511    0.000000    0.000000 
           5      COMB14 Combination         Max    0.000000    0.000000   -0.008441    0.000000    0.000000 
           5      COMB14 Combination         Min    0.000000    0.000000   -0.008566    0.000000    0.000000 
           5         INV Combination         Max    0.000000    0.000000   -0.007590    0.000000    0.000000 
           5         INV Combination         Min    0.000000    0.000000   -0.008566    0.000000    0.000000 
           6          PP   LinStatic                0.000000    0.000000   -0.006094    0.000000    0.000000 
           6        PERM   LinStatic                0.000000    0.000000   -0.001659    0.000000    0.000000 
           6        NEVE   LinStatic                0.000000    0.000000   -0.000707    0.000000    0.000000 
           6      VENTOX   LinStatic                0.000000    0.000000    0.000174    0.000000    0.000000 
           6      VENTOY   LinStatic                0.000000    0.000000    0.000192    0.000000    0.000000 
           6      SISMAX LinRespSpec         Max    0.000000    0.000000   4.160E-06    0.000000    0.000000 
           6      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000059    0.000000    0.000000 
           6        TERM   LinStatic                0.000000    0.000000   3.810E-06    0.000000    0.000000 
           6       COMB1 Combination         Max    0.000000    0.000000   -0.007749    0.000000    0.000000 
           6       COMB1 Combination         Min    0.000000    0.000000   -0.007749    0.000000    0.000000 
           6       COMB2 Combination         Max    0.000000    0.000000   -0.008457    0.000000    0.000000 
           6       COMB2 Combination         Min    0.000000    0.000000   -0.008457    0.000000    0.000000 
           6       COMB3 Combination         Max    0.000000    0.000000   -0.007575    0.000000    0.000000 
           6       COMB3 Combination         Min    0.000000    0.000000   -0.007575    0.000000    0.000000 
           6       COMB4 Combination         Max    0.000000    0.000000   -0.007557    0.000000    0.000000 
           6       COMB4 Combination         Min    0.000000    0.000000   -0.007557    0.000000    0.000000 
           6       COMB5 Combination         Max    0.000000    0.000000   -0.008283    0.000000    0.000000 
           6       COMB5 Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
           6       COMB6 Combination         Max    0.000000    0.000000   -0.008264    0.000000    0.000000 
           6       COMB6 Combination         Min    0.000000    0.000000   -0.008264    0.000000    0.000000 
           6       COMB7 Combination         Max    0.000000    0.000000   -0.007757    0.000000    0.000000 
           6       COMB7 Combination         Min    0.000000    0.000000   -0.007757    0.000000    0.000000 
           6       COMB8 Combination         Max    0.000000    0.000000   -0.008464    0.000000    0.000000 
           6       COMB8 Combination         Min    0.000000    0.000000   -0.008464    0.000000    0.000000 
           6       COMB9 Combination         Max    0.000000    0.000000   -0.007583    0.000000    0.000000 
           6       COMB9 Combination         Min    0.000000    0.000000   -0.007583    0.000000    0.000000 
           6      COMB10 Combination         Max    0.000000    0.000000   -0.007564    0.000000    0.000000 
           6      COMB10 Combination         Min    0.000000    0.000000   -0.007564    0.000000    0.000000 
           6      COMB11 Combination         Max    0.000000    0.000000   -0.008290    0.000000    0.000000 
           6      COMB11 Combination         Min    0.000000    0.000000   -0.008290    0.000000    0.000000 
           6      COMB12 Combination         Max    0.000000    0.000000   -0.008272    0.000000    0.000000 
           6      COMB12 Combination         Min    0.000000    0.000000   -0.008272    0.000000    0.000000 
           6      COMB13 Combination         Max    0.000000    0.000000   -0.008456    0.000000    0.000000 
           6      COMB13 Combination         Min    0.000000    0.000000   -0.008465    0.000000    0.000000 
           6      COMB14 Combination         Max    0.000000    0.000000   -0.008402    0.000000    0.000000 
           6      COMB14 Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 
           6         INV Combination         Max    0.000000    0.000000   -0.007557    0.000000    0.000000 
           6         INV Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 
           7          PP   LinStatic                0.000000    0.000000   -0.006087    0.000000    0.000000 
           7        PERM   LinStatic                0.000000    0.000000   -0.001651    0.000000    0.000000 
           7        NEVE   LinStatic                0.000000    0.000000   -0.000702    0.000000    0.000000 
           7      VENTOX   LinStatic                0.000000    0.000000    0.000173    0.000000    0.000000 
           7      VENTOY   LinStatic                0.000000    0.000000    0.000190    0.000000    0.000000 
           7      SISMAX LinRespSpec         Max    0.000000    0.000000   1.668E-06    0.000000    0.000000 
           7      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000054    0.000000    0.000000 
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           7        TERM   LinStatic                0.000000    0.000000   4.009E-06    0.000000    0.000000 
           7       COMB1 Combination         Max    0.000000    0.000000   -0.007734    0.000000    0.000000 
           7       COMB1 Combination         Min    0.000000    0.000000   -0.007734    0.000000    0.000000 
           7       COMB2 Combination         Max    0.000000    0.000000   -0.008436    0.000000    0.000000 
           7       COMB2 Combination         Min    0.000000    0.000000   -0.008436    0.000000    0.000000 
           7       COMB3 Combination         Max    0.000000    0.000000   -0.007561    0.000000    0.000000 
           7       COMB3 Combination         Min    0.000000    0.000000   -0.007561    0.000000    0.000000 
           7       COMB4 Combination         Max    0.000000    0.000000   -0.007544    0.000000    0.000000 
           7       COMB4 Combination         Min    0.000000    0.000000   -0.007544    0.000000    0.000000 
           7       COMB5 Combination         Max    0.000000    0.000000   -0.008263    0.000000    0.000000 
           7       COMB5 Combination         Min    0.000000    0.000000   -0.008263    0.000000    0.000000 
           7       COMB6 Combination         Max    0.000000    0.000000   -0.008246    0.000000    0.000000 
           7       COMB6 Combination         Min    0.000000    0.000000   -0.008246    0.000000    0.000000 
           7       COMB7 Combination         Max    0.000000    0.000000   -0.007742    0.000000    0.000000 
           7       COMB7 Combination         Min    0.000000    0.000000   -0.007742    0.000000    0.000000 
           7       COMB8 Combination         Max    0.000000    0.000000   -0.008444    0.000000    0.000000 
           7       COMB8 Combination         Min    0.000000    0.000000   -0.008444    0.000000    0.000000 
           7       COMB9 Combination         Max    0.000000    0.000000   -0.007569    0.000000    0.000000 
           7       COMB9 Combination         Min    0.000000    0.000000   -0.007569    0.000000    0.000000 
           7      COMB10 Combination         Max    0.000000    0.000000   -0.007552    0.000000    0.000000 
           7      COMB10 Combination         Min    0.000000    0.000000   -0.007552    0.000000    0.000000 
           7      COMB11 Combination         Max    0.000000    0.000000   -0.008271    0.000000    0.000000 
           7      COMB11 Combination         Min    0.000000    0.000000   -0.008271    0.000000    0.000000 
           7      COMB12 Combination         Max    0.000000    0.000000   -0.008254    0.000000    0.000000 
           7      COMB12 Combination         Min    0.000000    0.000000   -0.008254    0.000000    0.000000 
           7      COMB13 Combination         Max    0.000000    0.000000   -0.008438    0.000000    0.000000 
           7      COMB13 Combination         Min    0.000000    0.000000   -0.008441    0.000000    0.000000 
           7      COMB14 Combination         Max    0.000000    0.000000   -0.008386    0.000000    0.000000 
           7      COMB14 Combination         Min    0.000000    0.000000   -0.008494    0.000000    0.000000 
           7         INV Combination         Max    0.000000    0.000000   -0.007544    0.000000    0.000000 
           7         INV Combination         Min    0.000000    0.000000   -0.008494    0.000000    0.000000 
           8          PP   LinStatic                0.000000    0.000000   -0.006061    0.000000    0.000000 
           8        PERM   LinStatic                0.000000    0.000000   -0.001636    0.000000    0.000000 
           8        NEVE   LinStatic                0.000000    0.000000   -0.000691    0.000000    0.000000 
           8      VENTOX   LinStatic                0.000000    0.000000    0.000170    0.000000    0.000000 
           8      VENTOY   LinStatic                0.000000    0.000000    0.000186    0.000000    0.000000 
           8      SISMAX LinRespSpec         Max    0.000000    0.000000   8.636E-07    0.000000    0.000000 
           8      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000049    0.000000    0.000000 
           8        TERM   LinStatic                0.000000    0.000000   3.676E-06    0.000000    0.000000 
           8       COMB1 Combination         Max    0.000000    0.000000   -0.007693    0.000000    0.000000 
           8       COMB1 Combination         Min    0.000000    0.000000   -0.007693    0.000000    0.000000 
           8       COMB2 Combination         Max    0.000000    0.000000   -0.008385    0.000000    0.000000 
           8       COMB2 Combination         Min    0.000000    0.000000   -0.008385    0.000000    0.000000 
           8       COMB3 Combination         Max    0.000000    0.000000   -0.007523    0.000000    0.000000 
           8       COMB3 Combination         Min    0.000000    0.000000   -0.007523    0.000000    0.000000 
           8       COMB4 Combination         Max    0.000000    0.000000   -0.007508    0.000000    0.000000 
           8       COMB4 Combination         Min    0.000000    0.000000   -0.007508    0.000000    0.000000 
           8       COMB5 Combination         Max    0.000000    0.000000   -0.008214    0.000000    0.000000 
           8       COMB5 Combination         Min    0.000000    0.000000   -0.008214    0.000000    0.000000 
           8       COMB6 Combination         Max    0.000000    0.000000   -0.008199    0.000000    0.000000 
           8       COMB6 Combination         Min    0.000000    0.000000   -0.008199    0.000000    0.000000 
           8       COMB7 Combination         Max    0.000000    0.000000   -0.007700    0.000000    0.000000 
           8       COMB7 Combination         Min    0.000000    0.000000   -0.007700    0.000000    0.000000 
           8       COMB8 Combination         Max    0.000000    0.000000   -0.008392    0.000000    0.000000 
           8       COMB8 Combination         Min    0.000000    0.000000   -0.008392    0.000000    0.000000 
           8       COMB9 Combination         Max    0.000000    0.000000   -0.007530    0.000000    0.000000 
           8       COMB9 Combination         Min    0.000000    0.000000   -0.007530    0.000000    0.000000 
           8      COMB10 Combination         Max    0.000000    0.000000   -0.007515    0.000000    0.000000 
           8      COMB10 Combination         Min    0.000000    0.000000   -0.007515    0.000000    0.000000 
           8      COMB11 Combination         Max    0.000000    0.000000   -0.008222    0.000000    0.000000 
           8      COMB11 Combination         Min    0.000000    0.000000   -0.008222    0.000000    0.000000 
           8      COMB12 Combination         Max    0.000000    0.000000   -0.008206    0.000000    0.000000 
           8      COMB12 Combination         Min    0.000000    0.000000   -0.008206    0.000000    0.000000 
           8      COMB13 Combination         Max    0.000000    0.000000   -0.008387    0.000000    0.000000 
           8      COMB13 Combination         Min    0.000000    0.000000   -0.008389    0.000000    0.000000 
           8      COMB14 Combination         Max    0.000000    0.000000   -0.008339    0.000000    0.000000 
           8      COMB14 Combination         Min    0.000000    0.000000   -0.008437    0.000000    0.000000 
           8         INV Combination         Max    0.000000    0.000000   -0.007508    0.000000    0.000000 
           8         INV Combination         Min    0.000000    0.000000   -0.008437    0.000000    0.000000 
           9          PP   LinStatic                0.000000    0.000000   -0.006053    0.000000    0.000000 
           9        PERM   LinStatic                0.000000    0.000000   -0.001623    0.000000    0.000000 
           9        NEVE   LinStatic                0.000000    0.000000   -0.000683    0.000000    0.000000 
           9      VENTOX   LinStatic                0.000000    0.000000    0.000168    0.000000    0.000000 
           9      VENTOY   LinStatic                0.000000    0.000000    0.000182    0.000000    0.000000 
           9      SISMAX LinRespSpec         Max    0.000000    0.000000   3.244E-06    0.000000    0.000000 
           9      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000043    0.000000    0.000000 
           9        TERM   LinStatic                0.000000    0.000000   2.944E-06    0.000000    0.000000 
           9       COMB1 Combination         Max    0.000000    0.000000   -0.007673    0.000000    0.000000 
           9       COMB1 Combination         Min    0.000000    0.000000   -0.007673    0.000000    0.000000 
           9       COMB2 Combination         Max    0.000000    0.000000   -0.008355    0.000000    0.000000 
           9       COMB2 Combination         Min    0.000000    0.000000   -0.008355    0.000000    0.000000 
           9       COMB3 Combination         Max    0.000000    0.000000   -0.007504    0.000000    0.000000 
           9       COMB3 Combination         Min    0.000000    0.000000   -0.007504    0.000000    0.000000 
           9       COMB4 Combination         Max    0.000000    0.000000   -0.007491    0.000000    0.000000 
           9       COMB4 Combination         Min    0.000000    0.000000   -0.007491    0.000000    0.000000 
           9       COMB5 Combination         Max    0.000000    0.000000   -0.008187    0.000000    0.000000 
           9       COMB5 Combination         Min    0.000000    0.000000   -0.008187    0.000000    0.000000 
           9       COMB6 Combination         Max    0.000000    0.000000   -0.008174    0.000000    0.000000 
           9       COMB6 Combination         Min    0.000000    0.000000   -0.008174    0.000000    0.000000 
           9       COMB7 Combination         Max    0.000000    0.000000   -0.007679    0.000000    0.000000 
           9       COMB7 Combination         Min    0.000000    0.000000   -0.007679    0.000000    0.000000 
           9       COMB8 Combination         Max    0.000000    0.000000   -0.008361    0.000000    0.000000 
           9       COMB8 Combination         Min    0.000000    0.000000   -0.008361    0.000000    0.000000 
           9       COMB9 Combination         Max    0.000000    0.000000   -0.007510    0.000000    0.000000 
           9       COMB9 Combination         Min    0.000000    0.000000   -0.007510    0.000000    0.000000 
           9      COMB10 Combination         Max    0.000000    0.000000   -0.007497    0.000000    0.000000 
           9      COMB10 Combination         Min    0.000000    0.000000   -0.007497    0.000000    0.000000 
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           9      COMB11 Combination         Max    0.000000    0.000000   -0.008193    0.000000    0.000000 
           9      COMB11 Combination         Min    0.000000    0.000000   -0.008193    0.000000    0.000000 
           9      COMB12 Combination         Max    0.000000    0.000000   -0.008180    0.000000    0.000000 
           9      COMB12 Combination         Min    0.000000    0.000000   -0.008180    0.000000    0.000000 
           9      COMB13 Combination         Max    0.000000    0.000000   -0.008355    0.000000    0.000000 
           9      COMB13 Combination         Min    0.000000    0.000000   -0.008361    0.000000    0.000000 
           9      COMB14 Combination         Max    0.000000    0.000000   -0.008315    0.000000    0.000000 
           9      COMB14 Combination         Min    0.000000    0.000000   -0.008402    0.000000    0.000000 
           9         INV Combination         Max    0.000000    0.000000   -0.007491    0.000000    0.000000 
           9         INV Combination         Min    0.000000    0.000000   -0.008402    0.000000    0.000000 
          10          PP   LinStatic                0.000000    0.000000   -0.006025    0.000000    0.000000 
          10        PERM   LinStatic                0.000000    0.000000   -0.001602    0.000000    0.000000 
          10        NEVE   LinStatic                0.000000    0.000000   -0.000668    0.000000    0.000000 
          10      VENTOX   LinStatic                0.000000    0.000000    0.000165    0.000000    0.000000 
          10      VENTOY   LinStatic                0.000000    0.000000    0.000176    0.000000    0.000000 
          10      SISMAX LinRespSpec         Max    0.000000    0.000000   5.893E-06    0.000000    0.000000 
          10      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000037    0.000000    0.000000 
          10        TERM   LinStatic                0.000000    0.000000   1.358E-06    0.000000    0.000000 
          10       COMB1 Combination         Max    0.000000    0.000000   -0.007625    0.000000    0.000000 
          10       COMB1 Combination         Min    0.000000    0.000000   -0.007625    0.000000    0.000000 
          10       COMB2 Combination         Max    0.000000    0.000000   -0.008294    0.000000    0.000000 
          10       COMB2 Combination         Min    0.000000    0.000000   -0.008294    0.000000    0.000000 
          10       COMB3 Combination         Max    0.000000    0.000000   -0.007460    0.000000    0.000000 
          10       COMB3 Combination         Min    0.000000    0.000000   -0.007460    0.000000    0.000000 
          10       COMB4 Combination         Max    0.000000    0.000000   -0.007449    0.000000    0.000000 
          10       COMB4 Combination         Min    0.000000    0.000000   -0.007449    0.000000    0.000000 
          10       COMB5 Combination         Max    0.000000    0.000000   -0.008129    0.000000    0.000000 
          10       COMB5 Combination         Min    0.000000    0.000000   -0.008129    0.000000    0.000000 
          10       COMB6 Combination         Max    0.000000    0.000000   -0.008117    0.000000    0.000000 
          10       COMB6 Combination         Min    0.000000    0.000000   -0.008117    0.000000    0.000000 
          10       COMB7 Combination         Max    0.000000    0.000000   -0.007628    0.000000    0.000000 
          10       COMB7 Combination         Min    0.000000    0.000000   -0.007628    0.000000    0.000000 
          10       COMB8 Combination         Max    0.000000    0.000000   -0.008296    0.000000    0.000000 
          10       COMB8 Combination         Min    0.000000    0.000000   -0.008296    0.000000    0.000000 
          10       COMB9 Combination         Max    0.000000    0.000000   -0.007463    0.000000    0.000000 
          10       COMB9 Combination         Min    0.000000    0.000000   -0.007463    0.000000    0.000000 
          10      COMB10 Combination         Max    0.000000    0.000000   -0.007452    0.000000    0.000000 
          10      COMB10 Combination         Min    0.000000    0.000000   -0.007452    0.000000    0.000000 
          10      COMB11 Combination         Max    0.000000    0.000000   -0.008131    0.000000    0.000000 
          10      COMB11 Combination         Min    0.000000    0.000000   -0.008131    0.000000    0.000000 
          10      COMB12 Combination         Max    0.000000    0.000000   -0.008120    0.000000    0.000000 
          10      COMB12 Combination         Min    0.000000    0.000000   -0.008120    0.000000    0.000000 
          10      COMB13 Combination         Max    0.000000    0.000000   -0.008289    0.000000    0.000000 
          10      COMB13 Combination         Min    0.000000    0.000000   -0.008301    0.000000    0.000000 
          10      COMB14 Combination         Max    0.000000    0.000000   -0.008258    0.000000    0.000000 
          10      COMB14 Combination         Min    0.000000    0.000000   -0.008332    0.000000    0.000000 
          10         INV Combination         Max    0.000000    0.000000   -0.007449    0.000000    0.000000 
          10         INV Combination         Min    0.000000    0.000000   -0.008332    0.000000    0.000000 
          11          PP   LinStatic                0.000000    0.000000   -0.006012    0.000000    0.000000 
          11        PERM   LinStatic                0.000000    0.000000   -0.001584    0.000000    0.000000 
          11        NEVE   LinStatic                0.000000    0.000000   -0.000656    0.000000    0.000000 
          11      VENTOX   LinStatic                0.000000    0.000000    0.000162    0.000000    0.000000 
          11      VENTOY   LinStatic                0.000000    0.000000    0.000171    0.000000    0.000000 
          11      SISMAX LinRespSpec         Max    0.000000    0.000000   9.356E-06    0.000000    0.000000 
          11      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000030    0.000000    0.000000 
          11        TERM   LinStatic                0.000000    0.000000  -1.459E-06    0.000000    0.000000 
          11       COMB1 Combination         Max    0.000000    0.000000   -0.007598    0.000000    0.000000 
          11       COMB1 Combination         Min    0.000000    0.000000   -0.007598    0.000000    0.000000 
          11       COMB2 Combination         Max    0.000000    0.000000   -0.008254    0.000000    0.000000 
          11       COMB2 Combination         Min    0.000000    0.000000   -0.008254    0.000000    0.000000 
          11       COMB3 Combination         Max    0.000000    0.000000   -0.007435    0.000000    0.000000 
          11       COMB3 Combination         Min    0.000000    0.000000   -0.007435    0.000000    0.000000 
          11       COMB4 Combination         Max    0.000000    0.000000   -0.007426    0.000000    0.000000 
          11       COMB4 Combination         Min    0.000000    0.000000   -0.007426    0.000000    0.000000 
          11       COMB5 Combination         Max    0.000000    0.000000   -0.008092    0.000000    0.000000 
          11       COMB5 Combination         Min    0.000000    0.000000   -0.008092    0.000000    0.000000 
          11       COMB6 Combination         Max    0.000000    0.000000   -0.008082    0.000000    0.000000 
          11       COMB6 Combination         Min    0.000000    0.000000   -0.008082    0.000000    0.000000 
          11       COMB7 Combination         Max    0.000000    0.000000   -0.007595    0.000000    0.000000 
          11       COMB7 Combination         Min    0.000000    0.000000   -0.007595    0.000000    0.000000 
          11       COMB8 Combination         Max    0.000000    0.000000   -0.008251    0.000000    0.000000 
          11       COMB8 Combination         Min    0.000000    0.000000   -0.008251    0.000000    0.000000 
          11       COMB9 Combination         Max    0.000000    0.000000   -0.007433    0.000000    0.000000 
          11       COMB9 Combination         Min    0.000000    0.000000   -0.007433    0.000000    0.000000 
          11      COMB10 Combination         Max    0.000000    0.000000   -0.007423    0.000000    0.000000 
          11      COMB10 Combination         Min    0.000000    0.000000   -0.007423    0.000000    0.000000 
          11      COMB11 Combination         Max    0.000000    0.000000   -0.008089    0.000000    0.000000 
          11      COMB11 Combination         Min    0.000000    0.000000   -0.008089    0.000000    0.000000 
          11      COMB12 Combination         Max    0.000000    0.000000   -0.008079    0.000000    0.000000 
          11      COMB12 Combination         Min    0.000000    0.000000   -0.008079    0.000000    0.000000 
          11      COMB13 Combination         Max    0.000000    0.000000   -0.008243    0.000000    0.000000 
          11      COMB13 Combination         Min    0.000000    0.000000   -0.008262    0.000000    0.000000 
          11      COMB14 Combination         Max    0.000000    0.000000   -0.008222    0.000000    0.000000 
          11      COMB14 Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
          11         INV Combination         Max    0.000000    0.000000   -0.007423    0.000000    0.000000 
          11         INV Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
          12          PP   LinStatic                0.000000    0.000000   -0.005982    0.000000    0.000000 
          12        PERM   LinStatic                0.000000    0.000000   -0.001564    0.000000    0.000000 
          12        NEVE   LinStatic                0.000000    0.000000   -0.000642    0.000000    0.000000 
          12      VENTOX   LinStatic                0.000000    0.000000    0.000158    0.000000    0.000000 
          12      VENTOY   LinStatic                0.000000    0.000000    0.000166    0.000000    0.000000 
          12      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000015    0.000000    0.000000 
          12      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000023    0.000000    0.000000 
          12        TERM   LinStatic                0.000000    0.000000  -6.264E-06    0.000000    0.000000 
          12       COMB1 Combination         Max    0.000000    0.000000   -0.007552    0.000000    0.000000 
          12       COMB1 Combination         Min    0.000000    0.000000   -0.007552    0.000000    0.000000 
          12       COMB2 Combination         Max    0.000000    0.000000   -0.008194    0.000000    0.000000 
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          12       COMB2 Combination         Min    0.000000    0.000000   -0.008194    0.000000    0.000000 
          12       COMB3 Combination         Max    0.000000    0.000000   -0.007393    0.000000    0.000000 
          12       COMB3 Combination         Min    0.000000    0.000000   -0.007393    0.000000    0.000000 
          12       COMB4 Combination         Max    0.000000    0.000000   -0.007386    0.000000    0.000000 
          12       COMB4 Combination         Min    0.000000    0.000000   -0.007386    0.000000    0.000000 
          12       COMB5 Combination         Max    0.000000    0.000000   -0.008036    0.000000    0.000000 
          12       COMB5 Combination         Min    0.000000    0.000000   -0.008036    0.000000    0.000000 
          12       COMB6 Combination         Max    0.000000    0.000000   -0.008028    0.000000    0.000000 
          12       COMB6 Combination         Min    0.000000    0.000000   -0.008028    0.000000    0.000000 
          12       COMB7 Combination         Max    0.000000    0.000000   -0.007539    0.000000    0.000000 
          12       COMB7 Combination         Min    0.000000    0.000000   -0.007539    0.000000    0.000000 
          12       COMB8 Combination         Max    0.000000    0.000000   -0.008181    0.000000    0.000000 
          12       COMB8 Combination         Min    0.000000    0.000000   -0.008181    0.000000    0.000000 
          12       COMB9 Combination         Max    0.000000    0.000000   -0.007381    0.000000    0.000000 
          12       COMB9 Combination         Min    0.000000    0.000000   -0.007381    0.000000    0.000000 
          12      COMB10 Combination         Max    0.000000    0.000000   -0.007374    0.000000    0.000000 
          12      COMB10 Combination         Min    0.000000    0.000000   -0.007374    0.000000    0.000000 
          12      COMB11 Combination         Max    0.000000    0.000000   -0.008023    0.000000    0.000000 
          12      COMB11 Combination         Min    0.000000    0.000000   -0.008023    0.000000    0.000000 
          12      COMB12 Combination         Max    0.000000    0.000000   -0.008016    0.000000    0.000000 
          12      COMB12 Combination         Min    0.000000    0.000000   -0.008016    0.000000    0.000000 
          12      COMB13 Combination         Max    0.000000    0.000000   -0.008173    0.000000    0.000000 
          12      COMB13 Combination         Min    0.000000    0.000000   -0.008202    0.000000    0.000000 
          12      COMB14 Combination         Max    0.000000    0.000000   -0.008165    0.000000    0.000000 
          12      COMB14 Combination         Min    0.000000    0.000000   -0.008210    0.000000    0.000000 
          12         INV Combination         Max    0.000000    0.000000   -0.007374    0.000000    0.000000 
          12         INV Combination         Min    0.000000    0.000000   -0.008210    0.000000    0.000000 
          13          PP   LinStatic                0.000000    0.000000   -0.005965    0.000000    0.000000 
          13        PERM   LinStatic                0.000000    0.000000   -0.001554    0.000000    0.000000 
          13        NEVE   LinStatic                0.000000    0.000000   -0.000636    0.000000    0.000000 
          13      VENTOX   LinStatic                0.000000    0.000000    0.000157    0.000000    0.000000 
          13      VENTOY   LinStatic                0.000000    0.000000    0.000160    0.000000    0.000000 
          13      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000015    0.000000    0.000000 
          13      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000011    0.000000    0.000000 
          13        TERM   LinStatic                0.000000    0.000000  -5.085E-06    0.000000    0.000000 
          13       COMB1 Combination         Max    0.000000    0.000000   -0.007524    0.000000    0.000000 
          13       COMB1 Combination         Min    0.000000    0.000000   -0.007524    0.000000    0.000000 
          13       COMB2 Combination         Max    0.000000    0.000000   -0.008160    0.000000    0.000000 
          13       COMB2 Combination         Min    0.000000    0.000000   -0.008160    0.000000    0.000000 
          13       COMB3 Combination         Max    0.000000    0.000000   -0.007367    0.000000    0.000000 
          13       COMB3 Combination         Min    0.000000    0.000000   -0.007367    0.000000    0.000000 
          13       COMB4 Combination         Max    0.000000    0.000000   -0.007364    0.000000    0.000000 
          13       COMB4 Combination         Min    0.000000    0.000000   -0.007364    0.000000    0.000000 
          13       COMB5 Combination         Max    0.000000    0.000000   -0.008003    0.000000    0.000000 
          13       COMB5 Combination         Min    0.000000    0.000000   -0.008003    0.000000    0.000000 
          13       COMB6 Combination         Max    0.000000    0.000000   -0.007999    0.000000    0.000000 
          13       COMB6 Combination         Min    0.000000    0.000000   -0.007999    0.000000    0.000000 
          13       COMB7 Combination         Max    0.000000    0.000000   -0.007514    0.000000    0.000000 
          13       COMB7 Combination         Min    0.000000    0.000000   -0.007514    0.000000    0.000000 
          13       COMB8 Combination         Max    0.000000    0.000000   -0.008149    0.000000    0.000000 
          13       COMB8 Combination         Min    0.000000    0.000000   -0.008149    0.000000    0.000000 
          13       COMB9 Combination         Max    0.000000    0.000000   -0.007357    0.000000    0.000000 
          13       COMB9 Combination         Min    0.000000    0.000000   -0.007357    0.000000    0.000000 
          13      COMB10 Combination         Max    0.000000    0.000000   -0.007354    0.000000    0.000000 
          13      COMB10 Combination         Min    0.000000    0.000000   -0.007354    0.000000    0.000000 
          13      COMB11 Combination         Max    0.000000    0.000000   -0.007993    0.000000    0.000000 
          13      COMB11 Combination         Min    0.000000    0.000000   -0.007993    0.000000    0.000000 
          13      COMB12 Combination         Max    0.000000    0.000000   -0.007989    0.000000    0.000000 
          13      COMB12 Combination         Min    0.000000    0.000000   -0.007989    0.000000    0.000000 
          13      COMB13 Combination         Max    0.000000    0.000000   -0.008140    0.000000    0.000000 
          13      COMB13 Combination         Min    0.000000    0.000000   -0.008169    0.000000    0.000000 
          13      COMB14 Combination         Max    0.000000    0.000000   -0.008144    0.000000    0.000000 
          13      COMB14 Combination         Min    0.000000    0.000000   -0.008165    0.000000    0.000000 
          13         INV Combination         Max    0.000000    0.000000   -0.007354    0.000000    0.000000 
          13         INV Combination         Min    0.000000    0.000000   -0.008169    0.000000    0.000000 
          14          PP   LinStatic                0.000000    0.000000   -0.005961    0.000000    0.000000 
          14        PERM   LinStatic                0.000000    0.000000   -0.001551    0.000000    0.000000 
          14        NEVE   LinStatic                0.000000    0.000000   -0.000633    0.000000    0.000000 
          14      VENTOX   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          14      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          14      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000015    0.000000    0.000000 
          14      SISMAY LinRespSpec         Max    0.000000    0.000000   2.538E-12    0.000000    0.000000 
          14        TERM   LinStatic                0.000000    0.000000  -4.411E-06    0.000000    0.000000 
          14       COMB1 Combination         Max    0.000000    0.000000   -0.007516    0.000000    0.000000 
          14       COMB1 Combination         Min    0.000000    0.000000   -0.007516    0.000000    0.000000 
          14       COMB2 Combination         Max    0.000000    0.000000   -0.008149    0.000000    0.000000 
          14       COMB2 Combination         Min    0.000000    0.000000   -0.008149    0.000000    0.000000 
          14       COMB3 Combination         Max    0.000000    0.000000   -0.007360    0.000000    0.000000 
          14       COMB3 Combination         Min    0.000000    0.000000   -0.007360    0.000000    0.000000 
          14       COMB4 Combination         Max    0.000000    0.000000   -0.007360    0.000000    0.000000 
          14       COMB4 Combination         Min    0.000000    0.000000   -0.007360    0.000000    0.000000 
          14       COMB5 Combination         Max    0.000000    0.000000   -0.007993    0.000000    0.000000 
          14       COMB5 Combination         Min    0.000000    0.000000   -0.007993    0.000000    0.000000 
          14       COMB6 Combination         Max    0.000000    0.000000   -0.007993    0.000000    0.000000 
          14       COMB6 Combination         Min    0.000000    0.000000   -0.007993    0.000000    0.000000 
          14       COMB7 Combination         Max    0.000000    0.000000   -0.007507    0.000000    0.000000 
          14       COMB7 Combination         Min    0.000000    0.000000   -0.007507    0.000000    0.000000 
          14       COMB8 Combination         Max    0.000000    0.000000   -0.008140    0.000000    0.000000 
          14       COMB8 Combination         Min    0.000000    0.000000   -0.008140    0.000000    0.000000 
          14       COMB9 Combination         Max    0.000000    0.000000   -0.007351    0.000000    0.000000 
          14       COMB9 Combination         Min    0.000000    0.000000   -0.007351    0.000000    0.000000 
          14      COMB10 Combination         Max    0.000000    0.000000   -0.007351    0.000000    0.000000 
          14      COMB10 Combination         Min    0.000000    0.000000   -0.007351    0.000000    0.000000 
          14      COMB11 Combination         Max    0.000000    0.000000   -0.007984    0.000000    0.000000 
          14      COMB11 Combination         Min    0.000000    0.000000   -0.007984    0.000000    0.000000 
          14      COMB12 Combination         Max    0.000000    0.000000   -0.007984    0.000000    0.000000 
          14      COMB12 Combination         Min    0.000000    0.000000   -0.007984    0.000000    0.000000 
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          14      COMB13 Combination         Max    0.000000    0.000000   -0.008130    0.000000    0.000000 
          14      COMB13 Combination         Min    0.000000    0.000000   -0.008160    0.000000    0.000000 
          14      COMB14 Combination         Max    0.000000    0.000000   -0.008145    0.000000    0.000000 
          14      COMB14 Combination         Min    0.000000    0.000000   -0.008145    0.000000    0.000000 
          14         INV Combination         Max    0.000000    0.000000   -0.007351    0.000000    0.000000 
          14         INV Combination         Min    0.000000    0.000000   -0.008160    0.000000    0.000000 
          15          PP   LinStatic                0.000000    0.000000   -0.005965    0.000000    0.000000 
          15        PERM   LinStatic                0.000000    0.000000   -0.001554    0.000000    0.000000 
          15        NEVE   LinStatic                0.000000    0.000000   -0.000636    0.000000    0.000000 
          15      VENTOX   LinStatic                0.000000    0.000000    0.000157    0.000000    0.000000 
          15      VENTOY   LinStatic                0.000000    0.000000    0.000153    0.000000    0.000000 
          15      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000015    0.000000    0.000000 
          15      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000011    0.000000    0.000000 
          15        TERM   LinStatic                0.000000    0.000000  -5.085E-06    0.000000    0.000000 
          15       COMB1 Combination         Max    0.000000    0.000000   -0.007524    0.000000    0.000000 
          15       COMB1 Combination         Min    0.000000    0.000000   -0.007524    0.000000    0.000000 
          15       COMB2 Combination         Max    0.000000    0.000000   -0.008160    0.000000    0.000000 
          15       COMB2 Combination         Min    0.000000    0.000000   -0.008160    0.000000    0.000000 
          15       COMB3 Combination         Max    0.000000    0.000000   -0.007367    0.000000    0.000000 
          15       COMB3 Combination         Min    0.000000    0.000000   -0.007367    0.000000    0.000000 
          15       COMB4 Combination         Max    0.000000    0.000000   -0.007371    0.000000    0.000000 
          15       COMB4 Combination         Min    0.000000    0.000000   -0.007371    0.000000    0.000000 
          15       COMB5 Combination         Max    0.000000    0.000000   -0.008003    0.000000    0.000000 
          15       COMB5 Combination         Min    0.000000    0.000000   -0.008003    0.000000    0.000000 
          15       COMB6 Combination         Max    0.000000    0.000000   -0.008007    0.000000    0.000000 
          15       COMB6 Combination         Min    0.000000    0.000000   -0.008007    0.000000    0.000000 
          15       COMB7 Combination         Max    0.000000    0.000000   -0.007514    0.000000    0.000000 
          15       COMB7 Combination         Min    0.000000    0.000000   -0.007514    0.000000    0.000000 
          15       COMB8 Combination         Max    0.000000    0.000000   -0.008149    0.000000    0.000000 
          15       COMB8 Combination         Min    0.000000    0.000000   -0.008149    0.000000    0.000000 
          15       COMB9 Combination         Max    0.000000    0.000000   -0.007357    0.000000    0.000000 
          15       COMB9 Combination         Min    0.000000    0.000000   -0.007357    0.000000    0.000000 
          15      COMB10 Combination         Max    0.000000    0.000000   -0.007361    0.000000    0.000000 
          15      COMB10 Combination         Min    0.000000    0.000000   -0.007361    0.000000    0.000000 
          15      COMB11 Combination         Max    0.000000    0.000000   -0.007993    0.000000    0.000000 
          15      COMB11 Combination         Min    0.000000    0.000000   -0.007993    0.000000    0.000000 
          15      COMB12 Combination         Max    0.000000    0.000000   -0.007997    0.000000    0.000000 
          15      COMB12 Combination         Min    0.000000    0.000000   -0.007997    0.000000    0.000000 
          15      COMB13 Combination         Max    0.000000    0.000000   -0.008140    0.000000    0.000000 
          15      COMB13 Combination         Min    0.000000    0.000000   -0.008169    0.000000    0.000000 
          15      COMB14 Combination         Max    0.000000    0.000000   -0.008144    0.000000    0.000000 
          15      COMB14 Combination         Min    0.000000    0.000000   -0.008165    0.000000    0.000000 
          15         INV Combination         Max    0.000000    0.000000   -0.007357    0.000000    0.000000 
          15         INV Combination         Min    0.000000    0.000000   -0.008169    0.000000    0.000000 
          16          PP   LinStatic                0.000000    0.000000   -0.006180    0.000000    0.000000 
          16        PERM   LinStatic                0.000000    0.000000   -0.001687    0.000000    0.000000 
          16        NEVE   LinStatic                0.000000    0.000000   -0.000727    0.000000    0.000000 
          16      VENTOX   LinStatic                0.000000    0.000000    0.000178    0.000000    0.000000 
          16      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          16      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000020    0.000000    0.000000 
          16      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000071    0.000000    0.000000 
          16        TERM   LinStatic                0.000000    0.000000  -6.961E-06    0.000000    0.000000 
          16       COMB1 Combination         Max    0.000000    0.000000   -0.007874    0.000000    0.000000 
          16       COMB1 Combination         Min    0.000000    0.000000   -0.007874    0.000000    0.000000 
          16       COMB2 Combination         Max    0.000000    0.000000   -0.008601    0.000000    0.000000 
          16       COMB2 Combination         Min    0.000000    0.000000   -0.008601    0.000000    0.000000 
          16       COMB3 Combination         Max    0.000000    0.000000   -0.007696    0.000000    0.000000 
          16       COMB3 Combination         Min    0.000000    0.000000   -0.007696    0.000000    0.000000 
          16       COMB4 Combination         Max    0.000000    0.000000   -0.007718    0.000000    0.000000 
          16       COMB4 Combination         Min    0.000000    0.000000   -0.007718    0.000000    0.000000 
          16       COMB5 Combination         Max    0.000000    0.000000   -0.008423    0.000000    0.000000 
          16       COMB5 Combination         Min    0.000000    0.000000   -0.008423    0.000000    0.000000 
          16       COMB6 Combination         Max    0.000000    0.000000   -0.008445    0.000000    0.000000 
          16       COMB6 Combination         Min    0.000000    0.000000   -0.008445    0.000000    0.000000 
          16       COMB7 Combination         Max    0.000000    0.000000   -0.007860    0.000000    0.000000 
          16       COMB7 Combination         Min    0.000000    0.000000   -0.007860    0.000000    0.000000 
          16       COMB8 Combination         Max    0.000000    0.000000   -0.008587    0.000000    0.000000 
          16       COMB8 Combination         Min    0.000000    0.000000   -0.008587    0.000000    0.000000 
          16       COMB9 Combination         Max    0.000000    0.000000   -0.007682    0.000000    0.000000 
          16       COMB9 Combination         Min    0.000000    0.000000   -0.007682    0.000000    0.000000 
          16      COMB10 Combination         Max    0.000000    0.000000   -0.007704    0.000000    0.000000 
          16      COMB10 Combination         Min    0.000000    0.000000   -0.007704    0.000000    0.000000 
          16      COMB11 Combination         Max    0.000000    0.000000   -0.008409    0.000000    0.000000 
          16      COMB11 Combination         Min    0.000000    0.000000   -0.008409    0.000000    0.000000 
          16      COMB12 Combination         Max    0.000000    0.000000   -0.008431    0.000000    0.000000 
          16      COMB12 Combination         Min    0.000000    0.000000   -0.008431    0.000000    0.000000 
          16      COMB13 Combination         Max    0.000000    0.000000   -0.008574    0.000000    0.000000 
          16      COMB13 Combination         Min    0.000000    0.000000   -0.008614    0.000000    0.000000 
          16      COMB14 Combination         Max    0.000000    0.000000   -0.008523    0.000000    0.000000 
          16      COMB14 Combination         Min    0.000000    0.000000   -0.008665    0.000000    0.000000 
          16         INV Combination         Max    0.000000    0.000000   -0.007682    0.000000    0.000000 
          16         INV Combination         Min    0.000000    0.000000   -0.008665    0.000000    0.000000 
          17          PP   LinStatic                0.000000    0.000000   -0.006155    0.000000    0.000000 
          17        PERM   LinStatic                0.000000    0.000000   -0.001681    0.000000    0.000000 
          17        NEVE   LinStatic                0.000000    0.000000   -0.000722    0.000000    0.000000 
          17      VENTOX   LinStatic                0.000000    0.000000    0.000177    0.000000    0.000000 
          17      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          17      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000016    0.000000    0.000000 
          17      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000070    0.000000    0.000000 
          17        TERM   LinStatic                0.000000    0.000000  -2.806E-06    0.000000    0.000000 
          17       COMB1 Combination         Max    0.000000    0.000000   -0.007839    0.000000    0.000000 
          17       COMB1 Combination         Min    0.000000    0.000000   -0.007839    0.000000    0.000000 
          17       COMB2 Combination         Max    0.000000    0.000000   -0.008561    0.000000    0.000000 
          17       COMB2 Combination         Min    0.000000    0.000000   -0.008561    0.000000    0.000000 
          17       COMB3 Combination         Max    0.000000    0.000000   -0.007662    0.000000    0.000000 
          17       COMB3 Combination         Min    0.000000    0.000000   -0.007662    0.000000    0.000000 
          17       COMB4 Combination         Max    0.000000    0.000000   -0.007683    0.000000    0.000000 
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          17       COMB4 Combination         Min    0.000000    0.000000   -0.007683    0.000000    0.000000 
          17       COMB5 Combination         Max    0.000000    0.000000   -0.008384    0.000000    0.000000 
          17       COMB5 Combination         Min    0.000000    0.000000   -0.008384    0.000000    0.000000 
          17       COMB6 Combination         Max    0.000000    0.000000   -0.008406    0.000000    0.000000 
          17       COMB6 Combination         Min    0.000000    0.000000   -0.008406    0.000000    0.000000 
          17       COMB7 Combination         Max    0.000000    0.000000   -0.007833    0.000000    0.000000 
          17       COMB7 Combination         Min    0.000000    0.000000   -0.007833    0.000000    0.000000 
          17       COMB8 Combination         Max    0.000000    0.000000   -0.008556    0.000000    0.000000 
          17       COMB8 Combination         Min    0.000000    0.000000   -0.008556    0.000000    0.000000 
          17       COMB9 Combination         Max    0.000000    0.000000   -0.007656    0.000000    0.000000 
          17       COMB9 Combination         Min    0.000000    0.000000   -0.007656    0.000000    0.000000 
          17      COMB10 Combination         Max    0.000000    0.000000   -0.007677    0.000000    0.000000 
          17      COMB10 Combination         Min    0.000000    0.000000   -0.007677    0.000000    0.000000 
          17      COMB11 Combination         Max    0.000000    0.000000   -0.008379    0.000000    0.000000 
          17      COMB11 Combination         Min    0.000000    0.000000   -0.008379    0.000000    0.000000 
          17      COMB12 Combination         Max    0.000000    0.000000   -0.008400    0.000000    0.000000 
          17      COMB12 Combination         Min    0.000000    0.000000   -0.008400    0.000000    0.000000 
          17      COMB13 Combination         Max    0.000000    0.000000   -0.008543    0.000000    0.000000 
          17      COMB13 Combination         Min    0.000000    0.000000   -0.008574    0.000000    0.000000 
          17      COMB14 Combination         Max    0.000000    0.000000   -0.008489    0.000000    0.000000 
          17      COMB14 Combination         Min    0.000000    0.000000   -0.008628    0.000000    0.000000 
          17         INV Combination         Max    0.000000    0.000000   -0.007656    0.000000    0.000000 
          17         INV Combination         Min    0.000000    0.000000   -0.008628    0.000000    0.000000 
          18          PP   LinStatic                0.000000    0.000000   -0.006150    0.000000    0.000000 
          18        PERM   LinStatic                0.000000    0.000000   -0.001680    0.000000    0.000000 
          18        NEVE   LinStatic                0.000000    0.000000   -0.000722    0.000000    0.000000 
          18      VENTOX   LinStatic                0.000000    0.000000    0.000177    0.000000    0.000000 
          18      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          18      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000012    0.000000    0.000000 
          18      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000068    0.000000    0.000000 
          18        TERM   LinStatic                0.000000    0.000000   2.874E-07    0.000000    0.000000 
          18       COMB1 Combination         Max    0.000000    0.000000   -0.007830    0.000000    0.000000 
          18       COMB1 Combination         Min    0.000000    0.000000   -0.007830    0.000000    0.000000 
          18       COMB2 Combination         Max    0.000000    0.000000   -0.008552    0.000000    0.000000 
          18       COMB2 Combination         Min    0.000000    0.000000   -0.008552    0.000000    0.000000 
          18       COMB3 Combination         Max    0.000000    0.000000   -0.007653    0.000000    0.000000 
          18       COMB3 Combination         Min    0.000000    0.000000   -0.007653    0.000000    0.000000 
          18       COMB4 Combination         Max    0.000000    0.000000   -0.007674    0.000000    0.000000 
          18       COMB4 Combination         Min    0.000000    0.000000   -0.007674    0.000000    0.000000 
          18       COMB5 Combination         Max    0.000000    0.000000   -0.008375    0.000000    0.000000 
          18       COMB5 Combination         Min    0.000000    0.000000   -0.008375    0.000000    0.000000 
          18       COMB6 Combination         Max    0.000000    0.000000   -0.008396    0.000000    0.000000 
          18       COMB6 Combination         Min    0.000000    0.000000   -0.008396    0.000000    0.000000 
          18       COMB7 Combination         Max    0.000000    0.000000   -0.007831    0.000000    0.000000 
          18       COMB7 Combination         Min    0.000000    0.000000   -0.007831    0.000000    0.000000 
          18       COMB8 Combination         Max    0.000000    0.000000   -0.008553    0.000000    0.000000 
          18       COMB8 Combination         Min    0.000000    0.000000   -0.008553    0.000000    0.000000 
          18       COMB9 Combination         Max    0.000000    0.000000   -0.007654    0.000000    0.000000 
          18       COMB9 Combination         Min    0.000000    0.000000   -0.007654    0.000000    0.000000 
          18      COMB10 Combination         Max    0.000000    0.000000   -0.007675    0.000000    0.000000 
          18      COMB10 Combination         Min    0.000000    0.000000   -0.007675    0.000000    0.000000 
          18      COMB11 Combination         Max    0.000000    0.000000   -0.008376    0.000000    0.000000 
          18      COMB11 Combination         Min    0.000000    0.000000   -0.008376    0.000000    0.000000 
          18      COMB12 Combination         Max    0.000000    0.000000   -0.008397    0.000000    0.000000 
          18      COMB12 Combination         Min    0.000000    0.000000   -0.008397    0.000000    0.000000 
          18      COMB13 Combination         Max    0.000000    0.000000   -0.008541    0.000000    0.000000 
          18      COMB13 Combination         Min    0.000000    0.000000   -0.008565    0.000000    0.000000 
          18      COMB14 Combination         Max    0.000000    0.000000   -0.008485    0.000000    0.000000 
          18      COMB14 Combination         Min    0.000000    0.000000   -0.008621    0.000000    0.000000 
          18         INV Combination         Max    0.000000    0.000000   -0.007653    0.000000    0.000000 
          18         INV Combination         Min    0.000000    0.000000   -0.008621    0.000000    0.000000 
          19          PP   LinStatic                0.000000    0.000000   -0.006126    0.000000    0.000000 
          19        PERM   LinStatic                0.000000    0.000000   -0.001674    0.000000    0.000000 
          19        NEVE   LinStatic                0.000000    0.000000   -0.000718    0.000000    0.000000 
          19      VENTOX   LinStatic                0.000000    0.000000    0.000176    0.000000    0.000000 
          19      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          19      SISMAX LinRespSpec         Max    0.000000    0.000000   9.289E-06    0.000000    0.000000 
          19      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000066    0.000000    0.000000 
          19        TERM   LinStatic                0.000000    0.000000   2.017E-06    0.000000    0.000000 
          19       COMB1 Combination         Max    0.000000    0.000000   -0.007797    0.000000    0.000000 
          19       COMB1 Combination         Min    0.000000    0.000000   -0.007797    0.000000    0.000000 
          19       COMB2 Combination         Max    0.000000    0.000000   -0.008515    0.000000    0.000000 
          19       COMB2 Combination         Min    0.000000    0.000000   -0.008515    0.000000    0.000000 
          19       COMB3 Combination         Max    0.000000    0.000000   -0.007621    0.000000    0.000000 
          19       COMB3 Combination         Min    0.000000    0.000000   -0.007621    0.000000    0.000000 
          19       COMB4 Combination         Max    0.000000    0.000000   -0.007641    0.000000    0.000000 
          19       COMB4 Combination         Min    0.000000    0.000000   -0.007641    0.000000    0.000000 
          19       COMB5 Combination         Max    0.000000    0.000000   -0.008339    0.000000    0.000000 
          19       COMB5 Combination         Min    0.000000    0.000000   -0.008339    0.000000    0.000000 
          19       COMB6 Combination         Max    0.000000    0.000000   -0.008359    0.000000    0.000000 
          19       COMB6 Combination         Min    0.000000    0.000000   -0.008359    0.000000    0.000000 
          19       COMB7 Combination         Max    0.000000    0.000000   -0.007801    0.000000    0.000000 
          19       COMB7 Combination         Min    0.000000    0.000000   -0.007801    0.000000    0.000000 
          19       COMB8 Combination         Max    0.000000    0.000000   -0.008519    0.000000    0.000000 
          19       COMB8 Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 
          19       COMB9 Combination         Max    0.000000    0.000000   -0.007625    0.000000    0.000000 
          19       COMB9 Combination         Min    0.000000    0.000000   -0.007625    0.000000    0.000000 
          19      COMB10 Combination         Max    0.000000    0.000000   -0.007645    0.000000    0.000000 
          19      COMB10 Combination         Min    0.000000    0.000000   -0.007645    0.000000    0.000000 
          19      COMB11 Combination         Max    0.000000    0.000000   -0.008343    0.000000    0.000000 
          19      COMB11 Combination         Min    0.000000    0.000000   -0.008343    0.000000    0.000000 
          19      COMB12 Combination         Max    0.000000    0.000000   -0.008363    0.000000    0.000000 
          19      COMB12 Combination         Min    0.000000    0.000000   -0.008363    0.000000    0.000000 
          19      COMB13 Combination         Max    0.000000    0.000000   -0.008508    0.000000    0.000000 
          19      COMB13 Combination         Min    0.000000    0.000000   -0.008526    0.000000    0.000000 
          19      COMB14 Combination         Max    0.000000    0.000000   -0.008451    0.000000    0.000000 
          19      COMB14 Combination         Min    0.000000    0.000000   -0.008582    0.000000    0.000000 
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          19         INV Combination         Max    0.000000    0.000000   -0.007621    0.000000    0.000000 
          19         INV Combination         Min    0.000000    0.000000   -0.008582    0.000000    0.000000 
          20          PP   LinStatic                0.000000    0.000000   -0.006119    0.000000    0.000000 
          20        PERM   LinStatic                0.000000    0.000000   -0.001670    0.000000    0.000000 
          20        NEVE   LinStatic                0.000000    0.000000   -0.000715    0.000000    0.000000 
          20      VENTOX   LinStatic                0.000000    0.000000    0.000176    0.000000    0.000000 
          20      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          20      SISMAX LinRespSpec         Max    0.000000    0.000000   6.702E-06    0.000000    0.000000 
          20      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000063    0.000000    0.000000 
          20        TERM   LinStatic                0.000000    0.000000   3.198E-06    0.000000    0.000000 
          20       COMB1 Combination         Max    0.000000    0.000000   -0.007786    0.000000    0.000000 
          20       COMB1 Combination         Min    0.000000    0.000000   -0.007786    0.000000    0.000000 
          20       COMB2 Combination         Max    0.000000    0.000000   -0.008501    0.000000    0.000000 
          20       COMB2 Combination         Min    0.000000    0.000000   -0.008501    0.000000    0.000000 
          20       COMB3 Combination         Max    0.000000    0.000000   -0.007610    0.000000    0.000000 
          20       COMB3 Combination         Min    0.000000    0.000000   -0.007610    0.000000    0.000000 
          20       COMB4 Combination         Max    0.000000    0.000000   -0.007629    0.000000    0.000000 
          20       COMB4 Combination         Min    0.000000    0.000000   -0.007629    0.000000    0.000000 
          20       COMB5 Combination         Max    0.000000    0.000000   -0.008325    0.000000    0.000000 
          20       COMB5 Combination         Min    0.000000    0.000000   -0.008325    0.000000    0.000000 
          20       COMB6 Combination         Max    0.000000    0.000000   -0.008344    0.000000    0.000000 
          20       COMB6 Combination         Min    0.000000    0.000000   -0.008344    0.000000    0.000000 
          20       COMB7 Combination         Max    0.000000    0.000000   -0.007792    0.000000    0.000000 
          20       COMB7 Combination         Min    0.000000    0.000000   -0.007792    0.000000    0.000000 
          20       COMB8 Combination         Max    0.000000    0.000000   -0.008507    0.000000    0.000000 
          20       COMB8 Combination         Min    0.000000    0.000000   -0.008507    0.000000    0.000000 
          20       COMB9 Combination         Max    0.000000    0.000000   -0.007616    0.000000    0.000000 
          20       COMB9 Combination         Min    0.000000    0.000000   -0.007616    0.000000    0.000000 
          20      COMB10 Combination         Max    0.000000    0.000000   -0.007636    0.000000    0.000000 
          20      COMB10 Combination         Min    0.000000    0.000000   -0.007636    0.000000    0.000000 
          20      COMB11 Combination         Max    0.000000    0.000000   -0.008331    0.000000    0.000000 
          20      COMB11 Combination         Min    0.000000    0.000000   -0.008331    0.000000    0.000000 
          20      COMB12 Combination         Max    0.000000    0.000000   -0.008351    0.000000    0.000000 
          20      COMB12 Combination         Min    0.000000    0.000000   -0.008351    0.000000    0.000000 
          20      COMB13 Combination         Max    0.000000    0.000000   -0.008497    0.000000    0.000000 
          20      COMB13 Combination         Min    0.000000    0.000000   -0.008511    0.000000    0.000000 
          20      COMB14 Combination         Max    0.000000    0.000000   -0.008441    0.000000    0.000000 
          20      COMB14 Combination         Min    0.000000    0.000000   -0.008566    0.000000    0.000000 
          20         INV Combination         Max    0.000000    0.000000   -0.007610    0.000000    0.000000 
          20         INV Combination         Min    0.000000    0.000000   -0.008566    0.000000    0.000000 
          21          PP   LinStatic                0.000000    0.000000   -0.006094    0.000000    0.000000 
          21        PERM   LinStatic                0.000000    0.000000   -0.001659    0.000000    0.000000 
          21        NEVE   LinStatic                0.000000    0.000000   -0.000707    0.000000    0.000000 
          21      VENTOX   LinStatic                0.000000    0.000000    0.000174    0.000000    0.000000 
          21      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          21      SISMAX LinRespSpec         Max    0.000000    0.000000   4.160E-06    0.000000    0.000000 
          21      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000059    0.000000    0.000000 
          21        TERM   LinStatic                0.000000    0.000000   3.810E-06    0.000000    0.000000 
          21       COMB1 Combination         Max    0.000000    0.000000   -0.007749    0.000000    0.000000 
          21       COMB1 Combination         Min    0.000000    0.000000   -0.007749    0.000000    0.000000 
          21       COMB2 Combination         Max    0.000000    0.000000   -0.008457    0.000000    0.000000 
          21       COMB2 Combination         Min    0.000000    0.000000   -0.008457    0.000000    0.000000 
          21       COMB3 Combination         Max    0.000000    0.000000   -0.007575    0.000000    0.000000 
          21       COMB3 Combination         Min    0.000000    0.000000   -0.007575    0.000000    0.000000 
          21       COMB4 Combination         Max    0.000000    0.000000   -0.007593    0.000000    0.000000 
          21       COMB4 Combination         Min    0.000000    0.000000   -0.007593    0.000000    0.000000 
          21       COMB5 Combination         Max    0.000000    0.000000   -0.008283    0.000000    0.000000 
          21       COMB5 Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
          21       COMB6 Combination         Max    0.000000    0.000000   -0.008301    0.000000    0.000000 
          21       COMB6 Combination         Min    0.000000    0.000000   -0.008301    0.000000    0.000000 
          21       COMB7 Combination         Max    0.000000    0.000000   -0.007757    0.000000    0.000000 
          21       COMB7 Combination         Min    0.000000    0.000000   -0.007757    0.000000    0.000000 
          21       COMB8 Combination         Max    0.000000    0.000000   -0.008464    0.000000    0.000000 
          21       COMB8 Combination         Min    0.000000    0.000000   -0.008464    0.000000    0.000000 
          21       COMB9 Combination         Max    0.000000    0.000000   -0.007583    0.000000    0.000000 
          21       COMB9 Combination         Min    0.000000    0.000000   -0.007583    0.000000    0.000000 
          21      COMB10 Combination         Max    0.000000    0.000000   -0.007601    0.000000    0.000000 
          21      COMB10 Combination         Min    0.000000    0.000000   -0.007601    0.000000    0.000000 
          21      COMB11 Combination         Max    0.000000    0.000000   -0.008290    0.000000    0.000000 
          21      COMB11 Combination         Min    0.000000    0.000000   -0.008290    0.000000    0.000000 
          21      COMB12 Combination         Max    0.000000    0.000000   -0.008308    0.000000    0.000000 
          21      COMB12 Combination         Min    0.000000    0.000000   -0.008308    0.000000    0.000000 
          21      COMB13 Combination         Max    0.000000    0.000000   -0.008456    0.000000    0.000000 
          21      COMB13 Combination         Min    0.000000    0.000000   -0.008465    0.000000    0.000000 
          21      COMB14 Combination         Max    0.000000    0.000000   -0.008402    0.000000    0.000000 
          21      COMB14 Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 
          21         INV Combination         Max    0.000000    0.000000   -0.007575    0.000000    0.000000 
          21         INV Combination         Min    0.000000    0.000000   -0.008519    0.000000    0.000000 
          22          PP   LinStatic                0.000000    0.000000   -0.006087    0.000000    0.000000 
          22        PERM   LinStatic                0.000000    0.000000   -0.001651    0.000000    0.000000 
          22        NEVE   LinStatic                0.000000    0.000000   -0.000702    0.000000    0.000000 
          22      VENTOX   LinStatic                0.000000    0.000000    0.000173    0.000000    0.000000 
          22      VENTOY   LinStatic                0.000000    0.000000    0.000156    0.000000    0.000000 
          22      SISMAX LinRespSpec         Max    0.000000    0.000000   1.668E-06    0.000000    0.000000 
          22      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000054    0.000000    0.000000 
          22        TERM   LinStatic                0.000000    0.000000   4.009E-06    0.000000    0.000000 
          22       COMB1 Combination         Max    0.000000    0.000000   -0.007734    0.000000    0.000000 
          22       COMB1 Combination         Min    0.000000    0.000000   -0.007734    0.000000    0.000000 
          22       COMB2 Combination         Max    0.000000    0.000000   -0.008436    0.000000    0.000000 
          22       COMB2 Combination         Min    0.000000    0.000000   -0.008436    0.000000    0.000000 
          22       COMB3 Combination         Max    0.000000    0.000000   -0.007561    0.000000    0.000000 
          22       COMB3 Combination         Min    0.000000    0.000000   -0.007561    0.000000    0.000000 
          22       COMB4 Combination         Max    0.000000    0.000000   -0.007578    0.000000    0.000000 
          22       COMB4 Combination         Min    0.000000    0.000000   -0.007578    0.000000    0.000000 
          22       COMB5 Combination         Max    0.000000    0.000000   -0.008263    0.000000    0.000000 
          22       COMB5 Combination         Min    0.000000    0.000000   -0.008263    0.000000    0.000000 
          22       COMB6 Combination         Max    0.000000    0.000000   -0.008280    0.000000    0.000000 
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          22       COMB6 Combination         Min    0.000000    0.000000   -0.008280    0.000000    0.000000 
          22       COMB7 Combination         Max    0.000000    0.000000   -0.007742    0.000000    0.000000 
          22       COMB7 Combination         Min    0.000000    0.000000   -0.007742    0.000000    0.000000 
          22       COMB8 Combination         Max    0.000000    0.000000   -0.008444    0.000000    0.000000 
          22       COMB8 Combination         Min    0.000000    0.000000   -0.008444    0.000000    0.000000 
          22       COMB9 Combination         Max    0.000000    0.000000   -0.007569    0.000000    0.000000 
          22       COMB9 Combination         Min    0.000000    0.000000   -0.007569    0.000000    0.000000 
          22      COMB10 Combination         Max    0.000000    0.000000   -0.007586    0.000000    0.000000 
          22      COMB10 Combination         Min    0.000000    0.000000   -0.007586    0.000000    0.000000 
          22      COMB11 Combination         Max    0.000000    0.000000   -0.008271    0.000000    0.000000 
          22      COMB11 Combination         Min    0.000000    0.000000   -0.008271    0.000000    0.000000 
          22      COMB12 Combination         Max    0.000000    0.000000   -0.008288    0.000000    0.000000 
          22      COMB12 Combination         Min    0.000000    0.000000   -0.008288    0.000000    0.000000 
          22      COMB13 Combination         Max    0.000000    0.000000   -0.008438    0.000000    0.000000 
          22      COMB13 Combination         Min    0.000000    0.000000   -0.008441    0.000000    0.000000 
          22      COMB14 Combination         Max    0.000000    0.000000   -0.008386    0.000000    0.000000 
          22      COMB14 Combination         Min    0.000000    0.000000   -0.008494    0.000000    0.000000 
          22         INV Combination         Max    0.000000    0.000000   -0.007561    0.000000    0.000000 
          22         INV Combination         Min    0.000000    0.000000   -0.008494    0.000000    0.000000 
          23          PP   LinStatic                0.000000    0.000000   -0.006061    0.000000    0.000000 
          23        PERM   LinStatic                0.000000    0.000000   -0.001636    0.000000    0.000000 
          23        NEVE   LinStatic                0.000000    0.000000   -0.000691    0.000000    0.000000 
          23      VENTOX   LinStatic                0.000000    0.000000    0.000170    0.000000    0.000000 
          23      VENTOY   LinStatic                0.000000    0.000000    0.000155    0.000000    0.000000 
          23      SISMAX LinRespSpec         Max    0.000000    0.000000   8.636E-07    0.000000    0.000000 
          23      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000049    0.000000    0.000000 
          23        TERM   LinStatic                0.000000    0.000000   3.676E-06    0.000000    0.000000 
          23       COMB1 Combination         Max    0.000000    0.000000   -0.007693    0.000000    0.000000 
          23       COMB1 Combination         Min    0.000000    0.000000   -0.007693    0.000000    0.000000 
          23       COMB2 Combination         Max    0.000000    0.000000   -0.008385    0.000000    0.000000 
          23       COMB2 Combination         Min    0.000000    0.000000   -0.008385    0.000000    0.000000 
          23       COMB3 Combination         Max    0.000000    0.000000   -0.007523    0.000000    0.000000 
          23       COMB3 Combination         Min    0.000000    0.000000   -0.007523    0.000000    0.000000 
          23       COMB4 Combination         Max    0.000000    0.000000   -0.007538    0.000000    0.000000 
          23       COMB4 Combination         Min    0.000000    0.000000   -0.007538    0.000000    0.000000 
          23       COMB5 Combination         Max    0.000000    0.000000   -0.008214    0.000000    0.000000 
          23       COMB5 Combination         Min    0.000000    0.000000   -0.008214    0.000000    0.000000 
          23       COMB6 Combination         Max    0.000000    0.000000   -0.008230    0.000000    0.000000 
          23       COMB6 Combination         Min    0.000000    0.000000   -0.008230    0.000000    0.000000 
          23       COMB7 Combination         Max    0.000000    0.000000   -0.007700    0.000000    0.000000 
          23       COMB7 Combination         Min    0.000000    0.000000   -0.007700    0.000000    0.000000 
          23       COMB8 Combination         Max    0.000000    0.000000   -0.008392    0.000000    0.000000 
          23       COMB8 Combination         Min    0.000000    0.000000   -0.008392    0.000000    0.000000 
          23       COMB9 Combination         Max    0.000000    0.000000   -0.007530    0.000000    0.000000 
          23       COMB9 Combination         Min    0.000000    0.000000   -0.007530    0.000000    0.000000 
          23      COMB10 Combination         Max    0.000000    0.000000   -0.007546    0.000000    0.000000 
          23      COMB10 Combination         Min    0.000000    0.000000   -0.007546    0.000000    0.000000 
          23      COMB11 Combination         Max    0.000000    0.000000   -0.008222    0.000000    0.000000 
          23      COMB11 Combination         Min    0.000000    0.000000   -0.008222    0.000000    0.000000 
          23      COMB12 Combination         Max    0.000000    0.000000   -0.008237    0.000000    0.000000 
          23      COMB12 Combination         Min    0.000000    0.000000   -0.008237    0.000000    0.000000 
          23      COMB13 Combination         Max    0.000000    0.000000   -0.008387    0.000000    0.000000 
          23      COMB13 Combination         Min    0.000000    0.000000   -0.008389    0.000000    0.000000 
          23      COMB14 Combination         Max    0.000000    0.000000   -0.008339    0.000000    0.000000 
          23      COMB14 Combination         Min    0.000000    0.000000   -0.008437    0.000000    0.000000 
          23         INV Combination         Max    0.000000    0.000000   -0.007523    0.000000    0.000000 
          23         INV Combination         Min    0.000000    0.000000   -0.008437    0.000000    0.000000 
          24          PP   LinStatic                0.000000    0.000000   -0.006053    0.000000    0.000000 
          24        PERM   LinStatic                0.000000    0.000000   -0.001623    0.000000    0.000000 
          24        NEVE   LinStatic                0.000000    0.000000   -0.000683    0.000000    0.000000 
          24      VENTOX   LinStatic                0.000000    0.000000    0.000168    0.000000    0.000000 
          24      VENTOY   LinStatic                0.000000    0.000000    0.000154    0.000000    0.000000 
          24      SISMAX LinRespSpec         Max    0.000000    0.000000   3.244E-06    0.000000    0.000000 
          24      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000043    0.000000    0.000000 
          24        TERM   LinStatic                0.000000    0.000000   2.944E-06    0.000000    0.000000 
          24       COMB1 Combination         Max    0.000000    0.000000   -0.007673    0.000000    0.000000 
          24       COMB1 Combination         Min    0.000000    0.000000   -0.007673    0.000000    0.000000 
          24       COMB2 Combination         Max    0.000000    0.000000   -0.008355    0.000000    0.000000 
          24       COMB2 Combination         Min    0.000000    0.000000   -0.008355    0.000000    0.000000 
          24       COMB3 Combination         Max    0.000000    0.000000   -0.007504    0.000000    0.000000 
          24       COMB3 Combination         Min    0.000000    0.000000   -0.007504    0.000000    0.000000 
          24       COMB4 Combination         Max    0.000000    0.000000   -0.007518    0.000000    0.000000 
          24       COMB4 Combination         Min    0.000000    0.000000   -0.007518    0.000000    0.000000 
          24       COMB5 Combination         Max    0.000000    0.000000   -0.008187    0.000000    0.000000 
          24       COMB5 Combination         Min    0.000000    0.000000   -0.008187    0.000000    0.000000 
          24       COMB6 Combination         Max    0.000000    0.000000   -0.008201    0.000000    0.000000 
          24       COMB6 Combination         Min    0.000000    0.000000   -0.008201    0.000000    0.000000 
          24       COMB7 Combination         Max    0.000000    0.000000   -0.007679    0.000000    0.000000 
          24       COMB7 Combination         Min    0.000000    0.000000   -0.007679    0.000000    0.000000 
          24       COMB8 Combination         Max    0.000000    0.000000   -0.008361    0.000000    0.000000 
          24       COMB8 Combination         Min    0.000000    0.000000   -0.008361    0.000000    0.000000 
          24       COMB9 Combination         Max    0.000000    0.000000   -0.007510    0.000000    0.000000 
          24       COMB9 Combination         Min    0.000000    0.000000   -0.007510    0.000000    0.000000 
          24      COMB10 Combination         Max    0.000000    0.000000   -0.007524    0.000000    0.000000 
          24      COMB10 Combination         Min    0.000000    0.000000   -0.007524    0.000000    0.000000 
          24      COMB11 Combination         Max    0.000000    0.000000   -0.008193    0.000000    0.000000 
          24      COMB11 Combination         Min    0.000000    0.000000   -0.008193    0.000000    0.000000 
          24      COMB12 Combination         Max    0.000000    0.000000   -0.008207    0.000000    0.000000 
          24      COMB12 Combination         Min    0.000000    0.000000   -0.008207    0.000000    0.000000 
          24      COMB13 Combination         Max    0.000000    0.000000   -0.008355    0.000000    0.000000 
          24      COMB13 Combination         Min    0.000000    0.000000   -0.008361    0.000000    0.000000 
          24      COMB14 Combination         Max    0.000000    0.000000   -0.008315    0.000000    0.000000 
          24      COMB14 Combination         Min    0.000000    0.000000   -0.008402    0.000000    0.000000 
          24         INV Combination         Max    0.000000    0.000000   -0.007504    0.000000    0.000000 
          24         INV Combination         Min    0.000000    0.000000   -0.008402    0.000000    0.000000 
          25          PP   LinStatic                0.000000    0.000000   -0.006025    0.000000    0.000000 
          25        PERM   LinStatic                0.000000    0.000000   -0.001602    0.000000    0.000000 
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          25        NEVE   LinStatic                0.000000    0.000000   -0.000668    0.000000    0.000000 
          25      VENTOX   LinStatic                0.000000    0.000000    0.000165    0.000000    0.000000 
          25      VENTOY   LinStatic                0.000000    0.000000    0.000153    0.000000    0.000000 
          25      SISMAX LinRespSpec         Max    0.000000    0.000000   5.893E-06    0.000000    0.000000 
          25      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000037    0.000000    0.000000 
          25        TERM   LinStatic                0.000000    0.000000   1.358E-06    0.000000    0.000000 
          25       COMB1 Combination         Max    0.000000    0.000000   -0.007625    0.000000    0.000000 
          25       COMB1 Combination         Min    0.000000    0.000000   -0.007625    0.000000    0.000000 
          25       COMB2 Combination         Max    0.000000    0.000000   -0.008294    0.000000    0.000000 
          25       COMB2 Combination         Min    0.000000    0.000000   -0.008294    0.000000    0.000000 
          25       COMB3 Combination         Max    0.000000    0.000000   -0.007460    0.000000    0.000000 
          25       COMB3 Combination         Min    0.000000    0.000000   -0.007460    0.000000    0.000000 
          25       COMB4 Combination         Max    0.000000    0.000000   -0.007472    0.000000    0.000000 
          25       COMB4 Combination         Min    0.000000    0.000000   -0.007472    0.000000    0.000000 
          25       COMB5 Combination         Max    0.000000    0.000000   -0.008129    0.000000    0.000000 
          25       COMB5 Combination         Min    0.000000    0.000000   -0.008129    0.000000    0.000000 
          25       COMB6 Combination         Max    0.000000    0.000000   -0.008141    0.000000    0.000000 
          25       COMB6 Combination         Min    0.000000    0.000000   -0.008141    0.000000    0.000000 
          25       COMB7 Combination         Max    0.000000    0.000000   -0.007628    0.000000    0.000000 
          25       COMB7 Combination         Min    0.000000    0.000000   -0.007628    0.000000    0.000000 
          25       COMB8 Combination         Max    0.000000    0.000000   -0.008296    0.000000    0.000000 
          25       COMB8 Combination         Min    0.000000    0.000000   -0.008296    0.000000    0.000000 
          25       COMB9 Combination         Max    0.000000    0.000000   -0.007463    0.000000    0.000000 
          25       COMB9 Combination         Min    0.000000    0.000000   -0.007463    0.000000    0.000000 
          25      COMB10 Combination         Max    0.000000    0.000000   -0.007475    0.000000    0.000000 
          25      COMB10 Combination         Min    0.000000    0.000000   -0.007475    0.000000    0.000000 
          25      COMB11 Combination         Max    0.000000    0.000000   -0.008131    0.000000    0.000000 
          25      COMB11 Combination         Min    0.000000    0.000000   -0.008131    0.000000    0.000000 
          25      COMB12 Combination         Max    0.000000    0.000000   -0.008144    0.000000    0.000000 
          25      COMB12 Combination         Min    0.000000    0.000000   -0.008144    0.000000    0.000000 
          25      COMB13 Combination         Max    0.000000    0.000000   -0.008289    0.000000    0.000000 
          25      COMB13 Combination         Min    0.000000    0.000000   -0.008301    0.000000    0.000000 
          25      COMB14 Combination         Max    0.000000    0.000000   -0.008258    0.000000    0.000000 
          25      COMB14 Combination         Min    0.000000    0.000000   -0.008332    0.000000    0.000000 
          25         INV Combination         Max    0.000000    0.000000   -0.007460    0.000000    0.000000 
          25         INV Combination         Min    0.000000    0.000000   -0.008332    0.000000    0.000000 
          26          PP   LinStatic                0.000000    0.000000   -0.006012    0.000000    0.000000 
          26        PERM   LinStatic                0.000000    0.000000   -0.001584    0.000000    0.000000 
          26        NEVE   LinStatic                0.000000    0.000000   -0.000656    0.000000    0.000000 
          26      VENTOX   LinStatic                0.000000    0.000000    0.000162    0.000000    0.000000 
          26      VENTOY   LinStatic                0.000000    0.000000    0.000152    0.000000    0.000000 
          26      SISMAX LinRespSpec         Max    0.000000    0.000000   9.356E-06    0.000000    0.000000 
          26      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000030    0.000000    0.000000 
          26        TERM   LinStatic                0.000000    0.000000  -1.459E-06    0.000000    0.000000 
          26       COMB1 Combination         Max    0.000000    0.000000   -0.007598    0.000000    0.000000 
          26       COMB1 Combination         Min    0.000000    0.000000   -0.007598    0.000000    0.000000 
          26       COMB2 Combination         Max    0.000000    0.000000   -0.008254    0.000000    0.000000 
          26       COMB2 Combination         Min    0.000000    0.000000   -0.008254    0.000000    0.000000 
          26       COMB3 Combination         Max    0.000000    0.000000   -0.007435    0.000000    0.000000 
          26       COMB3 Combination         Min    0.000000    0.000000   -0.007435    0.000000    0.000000 
          26       COMB4 Combination         Max    0.000000    0.000000   -0.007446    0.000000    0.000000 
          26       COMB4 Combination         Min    0.000000    0.000000   -0.007446    0.000000    0.000000 
          26       COMB5 Combination         Max    0.000000    0.000000   -0.008092    0.000000    0.000000 
          26       COMB5 Combination         Min    0.000000    0.000000   -0.008092    0.000000    0.000000 
          26       COMB6 Combination         Max    0.000000    0.000000   -0.008102    0.000000    0.000000 
          26       COMB6 Combination         Min    0.000000    0.000000   -0.008102    0.000000    0.000000 
          26       COMB7 Combination         Max    0.000000    0.000000   -0.007595    0.000000    0.000000 
          26       COMB7 Combination         Min    0.000000    0.000000   -0.007595    0.000000    0.000000 
          26       COMB8 Combination         Max    0.000000    0.000000   -0.008251    0.000000    0.000000 
          26       COMB8 Combination         Min    0.000000    0.000000   -0.008251    0.000000    0.000000 
          26       COMB9 Combination         Max    0.000000    0.000000   -0.007433    0.000000    0.000000 
          26       COMB9 Combination         Min    0.000000    0.000000   -0.007433    0.000000    0.000000 
          26      COMB10 Combination         Max    0.000000    0.000000   -0.007443    0.000000    0.000000 
          26      COMB10 Combination         Min    0.000000    0.000000   -0.007443    0.000000    0.000000 
          26      COMB11 Combination         Max    0.000000    0.000000   -0.008089    0.000000    0.000000 
          26      COMB11 Combination         Min    0.000000    0.000000   -0.008089    0.000000    0.000000 
          26      COMB12 Combination         Max    0.000000    0.000000   -0.008099    0.000000    0.000000 
          26      COMB12 Combination         Min    0.000000    0.000000   -0.008099    0.000000    0.000000 
          26      COMB13 Combination         Max    0.000000    0.000000   -0.008243    0.000000    0.000000 
          26      COMB13 Combination         Min    0.000000    0.000000   -0.008262    0.000000    0.000000 
          26      COMB14 Combination         Max    0.000000    0.000000   -0.008222    0.000000    0.000000 
          26      COMB14 Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
          26         INV Combination         Max    0.000000    0.000000   -0.007433    0.000000    0.000000 
          26         INV Combination         Min    0.000000    0.000000   -0.008283    0.000000    0.000000 
          27          PP   LinStatic                0.000000    0.000000   -0.005982    0.000000    0.000000 
          27        PERM   LinStatic                0.000000    0.000000   -0.001564    0.000000    0.000000 
          27        NEVE   LinStatic                0.000000    0.000000   -0.000642    0.000000    0.000000 
          27      VENTOX   LinStatic                0.000000    0.000000    0.000158    0.000000    0.000000 
          27      VENTOY   LinStatic                0.000000    0.000000    0.000150    0.000000    0.000000 
          27      SISMAX LinRespSpec         Max    0.000000    0.000000    0.000015    0.000000    0.000000 
          27      SISMAY LinRespSpec         Max    0.000000    0.000000    0.000023    0.000000    0.000000 
          27        TERM   LinStatic                0.000000    0.000000  -6.264E-06    0.000000    0.000000 
          27       COMB1 Combination         Max    0.000000    0.000000   -0.007552    0.000000    0.000000 
          27       COMB1 Combination         Min    0.000000    0.000000   -0.007552    0.000000    0.000000 
          27       COMB2 Combination         Max    0.000000    0.000000   -0.008194    0.000000    0.000000 
          27       COMB2 Combination         Min    0.000000    0.000000   -0.008194    0.000000    0.000000 
          27       COMB3 Combination         Max    0.000000    0.000000   -0.007393    0.000000    0.000000 
          27       COMB3 Combination         Min    0.000000    0.000000   -0.007393    0.000000    0.000000 
          27       COMB4 Combination         Max    0.000000    0.000000   -0.007402    0.000000    0.000000 
          27       COMB4 Combination         Min    0.000000    0.000000   -0.007402    0.000000    0.000000 
          27       COMB5 Combination         Max    0.000000    0.000000   -0.008036    0.000000    0.000000 
          27       COMB5 Combination         Min    0.000000    0.000000   -0.008036    0.000000    0.000000 
          27       COMB6 Combination         Max    0.000000    0.000000   -0.008044    0.000000    0.000000 
          27       COMB6 Combination         Min    0.000000    0.000000   -0.008044    0.000000    0.000000 
          27       COMB7 Combination         Max    0.000000    0.000000   -0.007539    0.000000    0.000000 
          27       COMB7 Combination         Min    0.000000    0.000000   -0.007539    0.000000    0.000000 
          27       COMB8 Combination         Max    0.000000    0.000000   -0.008181    0.000000    0.000000 
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          27       COMB8 Combination         Min    0.000000    0.000000   -0.008181    0.000000    0.000000 
          27       COMB9 Combination         Max    0.000000    0.000000   -0.007381    0.000000    0.000000 
          27       COMB9 Combination         Min    0.000000    0.000000   -0.007381    0.000000    0.000000 
          27      COMB10 Combination         Max    0.000000    0.000000   -0.007389    0.000000    0.000000 
          27      COMB10 Combination         Min    0.000000    0.000000   -0.007389    0.000000    0.000000 
          27      COMB11 Combination         Max    0.000000    0.000000   -0.008023    0.000000    0.000000 
          27      COMB11 Combination         Min    0.000000    0.000000   -0.008023    0.000000    0.000000 
          27      COMB12 Combination         Max    0.000000    0.000000   -0.008031    0.000000    0.000000 
          27      COMB12 Combination         Min    0.000000    0.000000   -0.008031    0.000000    0.000000 
          27      COMB13 Combination         Max    0.000000    0.000000   -0.008173    0.000000    0.000000 
          27      COMB13 Combination         Min    0.000000    0.000000   -0.008202    0.000000    0.000000 
          27      COMB14 Combination         Max    0.000000    0.000000   -0.008165    0.000000    0.000000 
          27      COMB14 Combination         Min    0.000000    0.000000   -0.008210    0.000000    0.000000 
          27         INV Combination         Max    0.000000    0.000000   -0.007381    0.000000    0.000000 
          27         INV Combination         Min    0.000000    0.000000   -0.008210    0.000000    0.000000 
          28          PP   LinStatic               -0.000018   3.049E-06   -0.006266   -0.000325    0.000028 
          28        PERM   LinStatic               -0.000018   5.223E-06   -0.001723   -0.000530  -5.279E-06 
          28        NEVE   LinStatic               -0.000012   3.573E-06   -0.000751   -0.000363  -3.612E-06 
          28      VENTOX   LinStatic               -0.000120  -8.802E-07    0.000183    0.000089  -6.999E-08 
          28      VENTOY   LinStatic               -0.000111    0.001504    0.000209    0.000051   8.812E-07 
          28      SISMAX LinRespSpec         Max    0.002091   2.426E-09    0.000031   2.305E-10    0.000016 
          28      SISMAY LinRespSpec         Max    0.000379    0.003140    0.000076    0.000131   1.272E-06 
          28        TERM   LinStatic               -0.002141   -0.000748    0.000725    0.000069   -0.000017 
          28       COMB1 Combination         Max   -0.002177   -0.000739   -0.007265   -0.000786   5.352E-06 
          28       COMB1 Combination         Min   -0.002177   -0.000739   -0.007265   -0.000786   5.352E-06 
          28       COMB2 Combination         Max   -0.002189   -0.000736   -0.008016   -0.001149   1.740E-06 
          28       COMB2 Combination         Min   -0.002189   -0.000736   -0.008016   -0.001149   1.740E-06 
          28       COMB3 Combination         Max   -0.002297   -0.000740   -0.007081   -0.000697   5.282E-06 
          28       COMB3 Combination         Min   -0.002297   -0.000740   -0.007081   -0.000697   5.282E-06 
          28       COMB4 Combination         Max   -0.002288    0.000764   -0.007055   -0.000736   6.233E-06 
          28       COMB4 Combination         Min   -0.002288    0.000764   -0.007055   -0.000736   6.233E-06 
          28       COMB5 Combination         Max   -0.002310   -0.000737   -0.007833   -0.001060   1.670E-06 
          28       COMB5 Combination         Min   -0.002310   -0.000737   -0.007833   -0.001060   1.670E-06 
          28       COMB6 Combination         Max   -0.002300    0.000768   -0.007807   -0.001099   2.621E-06 
          28       COMB6 Combination         Min   -0.002300    0.000768   -0.007807   -0.001099   2.621E-06 
          28       COMB7 Combination         Max    0.002105    0.000756   -0.008714   -0.000924    0.000040 
          28       COMB7 Combination         Min    0.002105    0.000756   -0.008714   -0.000924    0.000040 
          28       COMB8 Combination         Max    0.002093    0.000760   -0.009465   -0.001287    0.000037 
          28       COMB8 Combination         Min    0.002093    0.000760   -0.009465   -0.001287    0.000037 
          28       COMB9 Combination         Max    0.001985    0.000755   -0.008531   -0.000835    0.000040 
          28       COMB9 Combination         Min    0.001985    0.000755   -0.008531   -0.000835    0.000040 
          28      COMB10 Combination         Max    0.001994    0.002260   -0.008505   -0.000874    0.000041 
          28      COMB10 Combination         Min    0.001994    0.002260   -0.008505   -0.000874    0.000041 
          28      COMB11 Combination         Max    0.001973    0.000759   -0.009282   -0.001198    0.000037 
          28      COMB11 Combination         Min    0.001973    0.000759   -0.009282   -0.001198    0.000037 
          28      COMB12 Combination         Max    0.001982    0.002263   -0.009256   -0.001236    0.000038 
          28      COMB12 Combination         Min    0.001982    0.002263   -0.009256   -0.001236    0.000038 
          28      COMB13 Combination         Max    0.002043    0.000012   -0.008710   -0.001218    0.000035 
          28      COMB13 Combination         Min   -0.002140    0.000012   -0.008772   -0.001218   2.923E-06 
          28      COMB14 Combination         Max    0.000330    0.003152   -0.008665   -0.001087    0.000020 
          28      COMB14 Combination         Min   -0.000427   -0.003128   -0.008817   -0.001349    0.000018 
          28         INV Combination         Max    0.002105    0.003152   -0.007055   -0.000697    0.000041 
          28         INV Combination         Min   -0.002310   -0.003128   -0.009465   -0.001349   1.670E-06 
          29          PP   LinStatic               -0.000018   3.403E-06   -0.006307   -0.000292   3.990E-06 
          29        PERM   LinStatic               -0.000018   7.797E-06   -0.001718   -0.000652   4.217E-06 
          29        NEVE   LinStatic               -0.000012   5.335E-06   -0.000748   -0.000446   2.886E-06 
          29      VENTOX   LinStatic               -0.000120  -1.315E-06    0.000183    0.000110  -9.096E-07 
          29      VENTOY   LinStatic               -0.000111    0.001521    0.000208    0.000102  -4.357E-07 
          29      SISMAX LinRespSpec         Max    0.002092   4.921E-09    0.000014   3.439E-10   3.401E-06 
          29      SISMAY LinRespSpec         Max    0.000379    0.003097    0.000074    0.000215   4.799E-07 
          29        TERM   LinStatic               -0.001766   -0.000747    0.000744    0.000087  -3.387E-06 
          29       COMB1 Combination         Max   -0.001802   -0.000736   -0.007281   -0.000857   4.821E-06 
          29       COMB1 Combination         Min   -0.001802   -0.000736   -0.007281   -0.000857   4.821E-06 
          29       COMB2 Combination         Max   -0.001814   -0.000731   -0.008028   -0.001304   7.706E-06 
          29       COMB2 Combination         Min   -0.001814   -0.000731   -0.008028   -0.001304   7.706E-06 
          29       COMB3 Combination         Max   -0.001923   -0.000738   -0.007097   -0.000747   3.911E-06 
          29       COMB3 Combination         Min   -0.001923   -0.000738   -0.007097   -0.000747   3.911E-06 
          29       COMB4 Combination         Max   -0.001913    0.000785   -0.007073   -0.000755   4.385E-06 
          29       COMB4 Combination         Min   -0.001913    0.000785   -0.007073   -0.000755   4.385E-06 
          29       COMB5 Combination         Max   -0.001935   -0.000732   -0.007845   -0.001194   6.796E-06 
          29       COMB5 Combination         Min   -0.001935   -0.000732   -0.007845   -0.001194   6.796E-06 
          29       COMB6 Combination         Max   -0.001925    0.000790   -0.007821   -0.001202   7.270E-06 
          29       COMB6 Combination         Min   -0.001925    0.000790   -0.007821   -0.001202   7.270E-06 
          29       COMB7 Combination         Max    0.001730    0.000759   -0.008769   -0.001031    0.000012 
          29       COMB7 Combination         Min    0.001730    0.000759   -0.008769   -0.001031    0.000012 
          29       COMB8 Combination         Max    0.001718    0.000764   -0.009516   -0.001477    0.000014 
          29       COMB8 Combination         Min    0.001718    0.000764   -0.009516   -0.001477    0.000014 
          29       COMB9 Combination         Max    0.001610    0.000757   -0.008585   -0.000921    0.000011 
          29       COMB9 Combination         Min    0.001610    0.000757   -0.008585   -0.000921    0.000011 
          29      COMB10 Combination         Max    0.001619    0.002280   -0.008561   -0.000929    0.000011 
          29      COMB10 Combination         Min    0.001619    0.002280   -0.008561   -0.000929    0.000011 
          29      COMB11 Combination         Max    0.001598    0.000763   -0.009333   -0.001367    0.000014 
          29      COMB11 Combination         Min    0.001598    0.000763   -0.009333   -0.001367    0.000014 
          29      COMB12 Combination         Max    0.001607    0.002285   -0.009309   -0.001375    0.000014 
          29      COMB12 Combination         Min    0.001607    0.002285   -0.009309   -0.001375    0.000014 
          29      COMB13 Combination         Max    0.002043    0.000017   -0.008759   -0.001390    0.000014 
          29      COMB13 Combination         Min   -0.002140    0.000017   -0.008786   -0.001390   7.692E-06 
          29      COMB14 Combination         Max    0.000331    0.003114   -0.008698   -0.001176    0.000012 
          29      COMB14 Combination         Min   -0.000427   -0.003080   -0.008847   -0.001605    0.000011 
          29         INV Combination         Max    0.002043    0.003114   -0.007073   -0.000747    0.000014 
          29         INV Combination         Min   -0.002140   -0.003080   -0.009516   -0.001605   3.911E-06 
          30          PP   LinStatic               -0.000018   3.357E-06   -0.006298   -0.000319  -6.474E-06 
          30        PERM   LinStatic               -0.000018   9.134E-06   -0.001734   -0.000909   1.030E-06 
          30        NEVE   LinStatic               -0.000012   6.250E-06   -0.000759   -0.000622   7.044E-07 
          30      VENTOX   LinStatic               -0.000120  -1.541E-06    0.000186    0.000153  -4.096E-07 
          30      VENTOY   LinStatic               -0.000111    0.001530    0.000210    0.000127  -4.212E-08 
          30      SISMAX LinRespSpec         Max    0.002092   4.828E-09    0.000010   2.828E-10   4.017E-06 
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          30      SISMAY LinRespSpec         Max    0.000379    0.003047    0.000074    0.000135   3.748E-07 
          30        TERM   LinStatic               -0.001392   -0.000747    0.000746    0.000072  -2.455E-06 
          30       COMB1 Combination         Max   -0.001428   -0.000735   -0.007285   -0.001155  -7.899E-06 
          30       COMB1 Combination         Min   -0.001428   -0.000735   -0.007285   -0.001155  -7.899E-06 
          30       COMB2 Combination         Max   -0.001440   -0.000729   -0.008044   -0.001777  -7.195E-06 
          30       COMB2 Combination         Min   -0.001440   -0.000729   -0.008044   -0.001777  -7.195E-06 
          30       COMB3 Combination         Max   -0.001548   -0.000737   -0.007099   -0.001002  -8.309E-06 
          30       COMB3 Combination         Min   -0.001548   -0.000737   -0.007099   -0.001002  -8.309E-06 
          30       COMB4 Combination         Max   -0.001539    0.000795   -0.007075   -0.001028  -7.941E-06 
          30       COMB4 Combination         Min   -0.001539    0.000795   -0.007075   -0.001028  -7.941E-06 
          30       COMB5 Combination         Max   -0.001560   -0.000730   -0.007858   -0.001624  -7.604E-06 
          30       COMB5 Combination         Min   -0.001560   -0.000730   -0.007858   -0.001624  -7.604E-06 
          30       COMB6 Combination         Max   -0.001551    0.000802   -0.007834   -0.001649  -7.237E-06 
          30       COMB6 Combination         Min   -0.001551    0.000802   -0.007834   -0.001649  -7.237E-06 
          30       COMB7 Combination         Max    0.001356    0.000760   -0.008778   -0.001300  -2.990E-06 
          30       COMB7 Combination         Min    0.001356    0.000760   -0.008778   -0.001300  -2.990E-06 
          30       COMB8 Combination         Max    0.001344    0.000766   -0.009536   -0.001922  -2.285E-06 
          30       COMB8 Combination         Min    0.001344    0.000766   -0.009536   -0.001922  -2.285E-06 
          30       COMB9 Combination         Max    0.001235    0.000758   -0.008592   -0.001147  -3.399E-06 
          30       COMB9 Combination         Min    0.001235    0.000758   -0.008592   -0.001147  -3.399E-06 
          30      COMB10 Combination         Max    0.001245    0.002290   -0.008568   -0.001172  -3.032E-06 
          30      COMB10 Combination         Min    0.001245    0.002290   -0.008568   -0.001172  -3.032E-06 
          30      COMB11 Combination         Max    0.001223    0.000765   -0.009350   -0.001768  -2.695E-06 
          30      COMB11 Combination         Min    0.001223    0.000765   -0.009350   -0.001768  -2.695E-06 
          30      COMB12 Combination         Max    0.001233    0.002297   -0.009327   -0.001794  -2.327E-06 
          30      COMB12 Combination         Min    0.001233    0.002297   -0.009327   -0.001794  -2.327E-06 
          30      COMB13 Combination         Max    0.002043    0.000019   -0.008780   -0.001849  -7.225E-07 
          30      COMB13 Combination         Min   -0.002140    0.000019   -0.008801   -0.001849  -8.757E-06 
          30      COMB14 Combination         Max    0.000331    0.003066   -0.008717   -0.001714  -4.365E-06 
          30      COMB14 Combination         Min   -0.000427   -0.003029   -0.008864   -0.001984  -5.115E-06 
          30         INV Combination         Max    0.002043    0.003066   -0.007075   -0.001002  -7.225E-07 
          30         INV Combination         Min   -0.002140   -0.003029   -0.009536   -0.001984  -8.757E-06 
          31          PP   LinStatic               -0.000018   3.431E-06   -0.006282   -0.000289  -7.340E-06 
          31        PERM   LinStatic               -0.000018    0.000010   -0.001723   -0.000840  -1.982E-06 
          31        NEVE   LinStatic               -0.000012   6.898E-06   -0.000751   -0.000575  -1.356E-06 
          31      VENTOX   LinStatic               -0.000121  -1.696E-06    0.000185    0.000141   2.664E-07 
          31      VENTOY   LinStatic               -0.000111    0.001528    0.000207    0.000140   6.935E-07 
          31      SISMAX LinRespSpec         Max    0.002092   3.930E-09   8.996E-06   1.419E-09   1.153E-06 
          31      SISMAY LinRespSpec         Max    0.000379    0.002984    0.000070    0.000210   1.166E-06 
          31        TERM   LinStatic               -0.001017   -0.000747    0.000747    0.000088  -4.051E-07 
          31       COMB1 Combination         Max   -0.001053   -0.000734   -0.007259   -0.001040  -9.728E-06 
          31       COMB1 Combination         Min   -0.001053   -0.000734   -0.007259   -0.001040  -9.728E-06 
          31       COMB2 Combination         Max   -0.001066   -0.000727   -0.008010   -0.001615   -0.000011 
          31       COMB2 Combination         Min   -0.001066   -0.000727   -0.008010   -0.001615   -0.000011 
          31       COMB3 Combination         Max   -0.001174   -0.000736   -0.007074   -0.000899  -9.461E-06 
          31       COMB3 Combination         Min   -0.001174   -0.000736   -0.007074   -0.000899  -9.461E-06 
          31       COMB4 Combination         Max   -0.001164    0.000794   -0.007052   -0.000900  -9.034E-06 
          31       COMB4 Combination         Min   -0.001164    0.000794   -0.007052   -0.000900  -9.034E-06 
          31       COMB5 Combination         Max   -0.001186   -0.000729   -0.007825   -0.001473   -0.000011 
          31       COMB5 Combination         Min   -0.001186   -0.000729   -0.007825   -0.001473   -0.000011 
          31       COMB6 Combination         Max   -0.001177    0.000801   -0.007803   -0.001475   -0.000010 
          31       COMB6 Combination         Min   -0.001177    0.000801   -0.007803   -0.001475   -0.000010 
          31       COMB7 Combination         Max    0.000981    0.000761   -0.008753   -0.001217  -8.917E-06 
          31       COMB7 Combination         Min    0.000981    0.000761   -0.008753   -0.001217  -8.917E-06 
          31       COMB8 Combination         Max    0.000969    0.000768   -0.009504   -0.001792   -0.000010 
          31       COMB8 Combination         Min    0.000969    0.000768   -0.009504   -0.001792   -0.000010 
          31       COMB9 Combination         Max    0.000861    0.000759   -0.008568   -0.001075  -8.651E-06 
          31       COMB9 Combination         Min    0.000861    0.000759   -0.008568   -0.001075  -8.651E-06 
          31      COMB10 Combination         Max    0.000870    0.002289   -0.008546   -0.001077  -8.224E-06 
          31      COMB10 Combination         Min    0.000870    0.002289   -0.008546   -0.001077  -8.224E-06 
          31      COMB11 Combination         Max    0.000849    0.000766   -0.009319   -0.001650   -0.000010 
          31      COMB11 Combination         Min    0.000849    0.000766   -0.009319   -0.001650   -0.000010 
          31      COMB12 Combination         Max    0.000858    0.002296   -0.009297   -0.001651  -9.580E-06 
          31      COMB12 Combination         Min    0.000858    0.002296   -0.009297   -0.001651  -9.580E-06 
          31      COMB13 Combination         Max    0.002044    0.000020   -0.008748   -0.001703  -9.526E-06 
          31      COMB13 Combination         Min   -0.002140    0.000020   -0.008766   -0.001703   -0.000012 
          31      COMB14 Combination         Max    0.000331    0.003005   -0.008687   -0.001493  -9.513E-06 
          31      COMB14 Combination         Min   -0.000427   -0.002964   -0.008827   -0.001913   -0.000012 
          31         INV Combination         Max    0.002044    0.003005   -0.007052   -0.000899  -8.224E-06 
          31         INV Combination         Min   -0.002140   -0.002964   -0.009504   -0.001913   -0.000012 
          32          PP   LinStatic               -0.000018   3.316E-06   -0.006262   -0.000318  -6.702E-06 
          32        PERM   LinStatic               -0.000018   9.960E-06   -0.001725   -0.000944  -3.205E-06 
          32        NEVE   LinStatic               -0.000012   6.815E-06   -0.000753   -0.000646  -2.193E-06 
          32      VENTOX   LinStatic               -0.000121  -1.660E-06    0.000185    0.000159   2.718E-07 
          32      VENTOY   LinStatic               -0.000111    0.001509    0.000206    0.000136   7.976E-07 
          32      SISMAX LinRespSpec         Max    0.002092   2.522E-08   6.804E-06   2.888E-09   4.549E-06 
          32      SISMAY LinRespSpec         Max    0.000379    0.002902    0.000068    0.000129   9.330E-07 
          32        TERM   LinStatic               -0.000643   -0.000747    0.000747    0.000073  -1.399E-06 
          32       COMB1 Combination         Max   -0.000679   -0.000734   -0.007240   -0.001190   -0.000011 
          32       COMB1 Combination         Min   -0.000679   -0.000734   -0.007240   -0.001190   -0.000011 
          32       COMB2 Combination         Max   -0.000691   -0.000727   -0.007993   -0.001836   -0.000013 
          32       COMB2 Combination         Min   -0.000691   -0.000727   -0.007993   -0.001836   -0.000013 
          32       COMB3 Combination         Max   -0.000800   -0.000736   -0.007055   -0.001031   -0.000011 
          32       COMB3 Combination         Min   -0.000800   -0.000736   -0.007055   -0.001031   -0.000011 
          32       COMB4 Combination         Max   -0.000790    0.000775   -0.007034   -0.001054   -0.000011 
          32       COMB4 Combination         Min   -0.000790    0.000775   -0.007034   -0.001054   -0.000011 
          32       COMB5 Combination         Max   -0.000812   -0.000729   -0.007808   -0.001677   -0.000013 
          32       COMB5 Combination         Min   -0.000812   -0.000729   -0.007808   -0.001677   -0.000013 
          32       COMB6 Combination         Max   -0.000802    0.000782   -0.007787   -0.001700   -0.000013 
          32       COMB6 Combination         Min   -0.000802    0.000782   -0.007787   -0.001700   -0.000013 
          32       COMB7 Combination         Max    0.000607    0.000761   -0.008735   -0.001335  -8.508E-06 
          32       COMB7 Combination         Min    0.000607    0.000761   -0.008735   -0.001335  -8.508E-06 
          32       COMB8 Combination         Max    0.000595    0.000768   -0.009488   -0.001981   -0.000011 
          32       COMB8 Combination         Min    0.000595    0.000768   -0.009488   -0.001981   -0.000011 
          32       COMB9 Combination         Max    0.000486    0.000759   -0.008550   -0.001176  -8.236E-06 
          32       COMB9 Combination         Min    0.000486    0.000759   -0.008550   -0.001176  -8.236E-06 
          32      COMB10 Combination         Max    0.000496    0.002270   -0.008528   -0.001199  -7.710E-06 
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          32      COMB10 Combination         Min    0.000496    0.002270   -0.008528   -0.001199  -7.710E-06 
          32      COMB11 Combination         Max    0.000474    0.000766   -0.009303   -0.001822   -0.000010 
          32      COMB11 Combination         Min    0.000474    0.000766   -0.009303   -0.001822   -0.000010 
          32      COMB12 Combination         Max    0.000484    0.002277   -0.009281   -0.001845  -9.903E-06 
          32      COMB12 Combination         Min    0.000484    0.002277   -0.009281   -0.001845  -9.903E-06 
          32      COMB13 Combination         Max    0.002044    0.000020   -0.008734   -0.001908  -7.551E-06 
          32      COMB13 Combination         Min   -0.002140    0.000020   -0.008747   -0.001908   -0.000017 
          32      COMB14 Combination         Max    0.000331    0.002922   -0.008673   -0.001780   -0.000011 
          32      COMB14 Combination         Min   -0.000427   -0.002882   -0.008808   -0.002037   -0.000013 
          32         INV Combination         Max    0.002044    0.002922   -0.007034   -0.001031  -7.551E-06 
          32         INV Combination         Min   -0.002140   -0.002882   -0.009488   -0.002037   -0.000017 
          33          PP   LinStatic               -0.000018   3.410E-06   -0.006249   -0.000288  -6.433E-06 
          33        PERM   LinStatic               -0.000018    0.000010   -0.001708   -0.000856  -3.854E-06 
          33        NEVE   LinStatic               -0.000012   7.027E-06   -0.000741   -0.000586  -2.637E-06 
          33      VENTOX   LinStatic               -0.000121  -1.683E-06    0.000182    0.000144   5.649E-07 
          33      VENTOY   LinStatic               -0.000111    0.001474    0.000202    0.000148   1.175E-06 
          33      SISMAX LinRespSpec         Max    0.002092   6.707E-08   4.231E-06   7.109E-09   1.491E-06 
          33      SISMAY LinRespSpec         Max    0.000379    0.002798    0.000063    0.000197   1.732E-06 
          33        TERM   LinStatic               -0.000269   -0.000747    0.000748    0.000089  -2.194E-07 
          33       COMB1 Combination         Max   -0.000305   -0.000734   -0.007208   -0.001056   -0.000011 
          33       COMB1 Combination         Min   -0.000305   -0.000734   -0.007208   -0.001056   -0.000011 
          33       COMB2 Combination         Max   -0.000317   -0.000727   -0.007949   -0.001642   -0.000013 
          33       COMB2 Combination         Min   -0.000317   -0.000727   -0.007949   -0.001642   -0.000013 
          33       COMB3 Combination         Max   -0.000425   -0.000735   -0.007026   -0.000912  -9.941E-06 
          33       COMB3 Combination         Min   -0.000425   -0.000735   -0.007026   -0.000912  -9.941E-06 
          33       COMB4 Combination         Max   -0.000416    0.000741   -0.007006   -0.000908  -9.330E-06 
          33       COMB4 Combination         Min   -0.000416    0.000741   -0.007006   -0.000908  -9.330E-06 
          33       COMB5 Combination         Max   -0.000438   -0.000728   -0.007766   -0.001498   -0.000013 
          33       COMB5 Combination         Min   -0.000438   -0.000728   -0.007766   -0.001498   -0.000013 
          33       COMB6 Combination         Max   -0.000428    0.000748   -0.007747   -0.001494   -0.000012 
          33       COMB6 Combination         Min   -0.000428    0.000748   -0.007747   -0.001494   -0.000012 
          33       COMB7 Combination         Max    0.000233    0.000761   -0.008705   -0.001233   -0.000010 
          33       COMB7 Combination         Min    0.000233    0.000761   -0.008705   -0.001233   -0.000010 
          33       COMB8 Combination         Max    0.000221    0.000768   -0.009445   -0.001819   -0.000013 
          33       COMB8 Combination         Min    0.000221    0.000768   -0.009445   -0.001819   -0.000013 
          33       COMB9 Combination         Max    0.000112    0.000759   -0.008522   -0.001089  -9.502E-06 
          33       COMB9 Combination         Min    0.000112    0.000759   -0.008522   -0.001089  -9.502E-06 
          33      COMB10 Combination         Max    0.000122    0.002235   -0.008503   -0.001085  -8.891E-06 
          33      COMB10 Combination         Min    0.000122    0.002235   -0.008503   -0.001085  -8.891E-06 
          33      COMB11 Combination         Max    0.000100    0.000766   -0.009263   -0.001675   -0.000012 
          33      COMB11 Combination         Min    0.000100    0.000766   -0.009263   -0.001675   -0.000012 
          33      COMB12 Combination         Max    0.000109    0.002242   -0.009243   -0.001671   -0.000012 
          33      COMB12 Combination         Min    0.000109    0.002242   -0.009243   -0.001671   -0.000012 
          33      COMB13 Combination         Max    0.002044    0.000021   -0.008693   -0.001730   -0.000011 
          33      COMB13 Combination         Min   -0.002140    0.000021   -0.008701   -0.001730   -0.000014 
          33      COMB14 Combination         Max    0.000331    0.002819   -0.008634   -0.001534   -0.000011 
          33      COMB14 Combination         Min   -0.000427   -0.002778   -0.008760   -0.001927   -0.000015 
          33         INV Combination         Max    0.002044    0.002819   -0.007006   -0.000908  -8.891E-06 
          33         INV Combination         Min   -0.002140   -0.002778   -0.009445   -0.001927   -0.000015 
          34          PP   LinStatic               -0.000018   3.356E-06   -0.006230   -0.000318  -6.513E-06 
          34        PERM   LinStatic               -0.000018    0.000010   -0.001706   -0.000945  -4.558E-06 
          34        NEVE   LinStatic               -0.000012   6.859E-06   -0.000740   -0.000647  -3.119E-06 
          34      VENTOX   LinStatic               -0.000121  -1.634E-06    0.000182    0.000159   5.046E-07 
          34      VENTOY   LinStatic               -0.000111    0.001420    0.000200    0.000140   1.190E-06 
          34      SISMAX LinRespSpec         Max    0.002092   7.774E-08   1.584E-06   8.310E-09   4.633E-06 
          34      SISMAY LinRespSpec         Max    0.000379    0.002673    0.000059    0.000118   1.487E-06 
          34        TERM   LinStatic                0.000106   -0.000747    0.000748    0.000073   2.458E-07 
          34       COMB1 Combination         Max    0.000069   -0.000734   -0.007188   -0.001190   -0.000011 
          34       COMB1 Combination         Min    0.000069   -0.000734   -0.007188   -0.001190   -0.000011 
          34       COMB2 Combination         Max    0.000057   -0.000727   -0.007928   -0.001837   -0.000014 
          34       COMB2 Combination         Min    0.000057   -0.000727   -0.007928   -0.001837   -0.000014 
          34       COMB3 Combination         Max   -0.000051   -0.000736   -0.007006   -0.001031   -0.000010 
          34       COMB3 Combination         Min   -0.000051   -0.000736   -0.007006   -0.001031   -0.000010 
          34       COMB4 Combination         Max   -0.000042    0.000686   -0.006987   -0.001050  -9.635E-06 
          34       COMB4 Combination         Min   -0.000042    0.000686   -0.006987   -0.001050  -9.635E-06 
          34       COMB5 Combination         Max   -0.000063   -0.000729   -0.007745   -0.001677   -0.000013 
          34       COMB5 Combination         Min   -0.000063   -0.000729   -0.007745   -0.001677   -0.000013 
          34       COMB6 Combination         Max   -0.000054    0.000693   -0.007727   -0.001697   -0.000013 
          34       COMB6 Combination         Min   -0.000054    0.000693   -0.007727   -0.001697   -0.000013 
          34       COMB7 Combination         Max   -0.000142    0.000761   -0.008684   -0.001335   -0.000011 
          34       COMB7 Combination         Min   -0.000142    0.000761   -0.008684   -0.001335   -0.000011 
          34       COMB8 Combination         Max   -0.000154    0.000768   -0.009424   -0.001982   -0.000014 
          34       COMB8 Combination         Min   -0.000154    0.000768   -0.009424   -0.001982   -0.000014 
          34       COMB9 Combination         Max   -0.000262    0.000759   -0.008502   -0.001176   -0.000011 
          34       COMB9 Combination         Min   -0.000262    0.000759   -0.008502   -0.001176   -0.000011 
          34      COMB10 Combination         Max   -0.000253    0.002181   -0.008483   -0.001195   -0.000010 
          34      COMB10 Combination         Min   -0.000253    0.002181   -0.008483   -0.001195   -0.000010 
          34      COMB11 Combination         Max   -0.000274    0.000766   -0.009241   -0.001822   -0.000014 
          34      COMB11 Combination         Min   -0.000274    0.000766   -0.009241   -0.001822   -0.000014 
          34      COMB12 Combination         Max   -0.000265    0.002188   -0.009223   -0.001842   -0.000013 
          34      COMB12 Combination         Min   -0.000265    0.002188   -0.009223   -0.001842   -0.000013 
          34      COMB13 Combination         Max    0.002044    0.000020   -0.008674   -0.001909  -9.556E-06 
          34      COMB13 Combination         Min   -0.002140    0.000020   -0.008677   -0.001909   -0.000019 
          34      COMB14 Combination         Max    0.000331    0.002694   -0.008617   -0.001791   -0.000013 
          34      COMB14 Combination         Min   -0.000427   -0.002653   -0.008734   -0.002027   -0.000016 
          34         INV Combination         Max    0.002044    0.002694   -0.006987   -0.001031  -9.556E-06 
          34         INV Combination         Min   -0.002140   -0.002653   -0.009424   -0.002027   -0.000019 
          35          PP   LinStatic               -0.000018   3.499E-06   -0.006216   -0.000286  -6.432E-06 
          35        PERM   LinStatic               -0.000018    0.000010   -0.001685   -0.000844  -5.436E-06 
          35        NEVE   LinStatic               -0.000012   7.024E-06   -0.000725   -0.000577  -3.719E-06 
          35      VENTOX   LinStatic               -0.000121  -1.751E-06    0.000179    0.000142   8.281E-07 
          35      VENTOY   LinStatic               -0.000111    0.001349    0.000195    0.000154   1.636E-06 
          35      SISMAX LinRespSpec         Max    0.002092   3.339E-08   1.055E-06   1.567E-08   1.365E-06 
          35      SISMAY LinRespSpec         Max    0.000379    0.002531    0.000053    0.000177   2.349E-06 
          35        TERM   LinStatic                0.000480   -0.000747    0.000748    0.000088   2.328E-07 
          35       COMB1 Combination         Max    0.000444   -0.000734   -0.007153   -0.001042   -0.000012 
          35       COMB1 Combination         Min    0.000444   -0.000734   -0.007153   -0.001042   -0.000012 
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          35       COMB2 Combination         Max    0.000431   -0.000727   -0.007878   -0.001619   -0.000015 
          35       COMB2 Combination         Min    0.000431   -0.000727   -0.007878   -0.001619   -0.000015 
          35       COMB3 Combination         Max    0.000323   -0.000735   -0.006974   -0.000900   -0.000011 
          35       COMB3 Combination         Min    0.000323   -0.000735   -0.006974   -0.000900   -0.000011 
          35       COMB4 Combination         Max    0.000332    0.000616   -0.006958   -0.000888   -0.000010 
          35       COMB4 Combination         Min    0.000332    0.000616   -0.006958   -0.000888   -0.000010 
          35       COMB5 Combination         Max    0.000311   -0.000728   -0.007699   -0.001477   -0.000015 
          35       COMB5 Combination         Min    0.000311   -0.000728   -0.007699   -0.001477   -0.000015 
          35       COMB6 Combination         Max    0.000320    0.000623   -0.007683   -0.001465   -0.000014 
          35       COMB6 Combination         Min    0.000320    0.000623   -0.007683   -0.001465   -0.000014 
          35       COMB7 Combination         Max   -0.000516    0.000761   -0.008649   -0.001218   -0.000012 
          35       COMB7 Combination         Min   -0.000516    0.000761   -0.008649   -0.001218   -0.000012 
          35       COMB8 Combination         Max   -0.000528    0.000768   -0.009374   -0.001795   -0.000016 
          35       COMB8 Combination         Min   -0.000528    0.000768   -0.009374   -0.001795   -0.000016 
          35       COMB9 Combination         Max   -0.000637    0.000759   -0.008470   -0.001075   -0.000011 
          35       COMB9 Combination         Min   -0.000637    0.000759   -0.008470   -0.001075   -0.000011 
          35      COMB10 Combination         Max   -0.000627    0.002110   -0.008454   -0.001064   -0.000010 
          35      COMB10 Combination         Min   -0.000627    0.002110   -0.008454   -0.001064   -0.000010 
          35      COMB11 Combination         Max   -0.000649    0.000766   -0.009195   -0.001653   -0.000015 
          35      COMB11 Combination         Min   -0.000649    0.000766   -0.009195   -0.001653   -0.000015 
          35      COMB12 Combination         Max   -0.000639    0.002117   -0.009179   -0.001641   -0.000014 
          35      COMB12 Combination         Min   -0.000639    0.002117   -0.009179   -0.001641   -0.000014 
          35      COMB13 Combination         Max    0.002044    0.000021   -0.008625   -0.001707   -0.000014 
          35      COMB13 Combination         Min   -0.002140    0.000021   -0.008627   -0.001707   -0.000017 
          35      COMB14 Combination         Max    0.000331    0.002551   -0.008573   -0.001530   -0.000013 
          35      COMB14 Combination         Min   -0.000427   -0.002510   -0.008679   -0.001884   -0.000018 
          35         INV Combination         Max    0.002044    0.002551   -0.006958   -0.000888   -0.000010 
          35         INV Combination         Min   -0.002140   -0.002510   -0.009374   -0.001884   -0.000018 
          36          PP   LinStatic               -0.000018   3.335E-06   -0.006198   -0.000313  -5.974E-06 
          36        PERM   LinStatic               -0.000018   9.422E-06   -0.001678   -0.000916  -7.065E-06 
          36        NEVE   LinStatic               -0.000012   6.447E-06   -0.000721   -0.000627  -4.834E-06 
          36      VENTOX   LinStatic               -0.000121  -1.948E-06    0.000178    0.000154   8.435E-07 
          36      VENTOY   LinStatic               -0.000111    0.001263    0.000192    0.000141   1.826E-06 
          36      SISMAX LinRespSpec         Max    0.002092   5.158E-07   2.743E-06   2.838E-08   3.893E-06 
          36      SISMAY LinRespSpec         Max    0.000379    0.002375    0.000047    0.000103   2.233E-06 
          36        TERM   LinStatic                0.000854   -0.000748    0.000748    0.000071   1.181E-06 
          36       COMB1 Combination         Max    0.000818   -0.000735   -0.007128   -0.001158   -0.000012 
          36       COMB1 Combination         Min    0.000818   -0.000735   -0.007128   -0.001158   -0.000012 
          36       COMB2 Combination         Max    0.000806   -0.000728   -0.007849   -0.001785   -0.000017 
          36       COMB2 Combination         Min    0.000806   -0.000728   -0.007849   -0.001785   -0.000017 
          36       COMB3 Combination         Max    0.000697   -0.000737   -0.006951   -0.001004   -0.000011 
          36       COMB3 Combination         Min    0.000697   -0.000737   -0.006951   -0.001004   -0.000011 
          36       COMB4 Combination         Max    0.000707    0.000529   -0.006936   -0.001017   -0.000010 
          36       COMB4 Combination         Min    0.000707    0.000529   -0.006936   -0.001017   -0.000010 
          36       COMB5 Combination         Max    0.000685   -0.000730   -0.007671   -0.001631   -0.000016 
          36       COMB5 Combination         Min    0.000685   -0.000730   -0.007671   -0.001631   -0.000016 
          36       COMB6 Combination         Max    0.000694    0.000535   -0.007657   -0.001644   -0.000015 
          36       COMB6 Combination         Min    0.000694    0.000535   -0.007657   -0.001644   -0.000015 
          36       COMB7 Combination         Max   -0.000890    0.000760   -0.008624   -0.001301   -0.000014 
          36       COMB7 Combination         Min   -0.000890    0.000760   -0.008624   -0.001301   -0.000014 
          36       COMB8 Combination         Max   -0.000902    0.000767   -0.009345   -0.001928   -0.000019 
          36       COMB8 Combination         Min   -0.000902    0.000767   -0.009345   -0.001928   -0.000019 
          36       COMB9 Combination         Max   -0.001011    0.000758   -0.008446   -0.001147   -0.000013 
          36       COMB9 Combination         Min   -0.001011    0.000758   -0.008446   -0.001147   -0.000013 
          36      COMB10 Combination         Max   -0.001002    0.002024   -0.008432   -0.001160   -0.000012 
          36      COMB10 Combination         Min   -0.001002    0.002024   -0.008432   -0.001160   -0.000012 
          36      COMB11 Combination         Max   -0.001023    0.000765   -0.009167   -0.001774   -0.000018 
          36      COMB11 Combination         Min   -0.001023    0.000765   -0.009167   -0.001774   -0.000018 
          36      COMB12 Combination         Max   -0.001014    0.002030   -0.009153   -0.001787   -0.000017 
          36      COMB12 Combination         Min   -0.001014    0.002030   -0.009153   -0.001787   -0.000017 
          36      COMB13 Combination         Max    0.002044    0.000020   -0.008594   -0.001857   -0.000014 
          36      COMB13 Combination         Min   -0.002140    0.000019   -0.008600   -0.001857   -0.000022 
          36      COMB14 Combination         Max    0.000331    0.002395   -0.008550   -0.001753   -0.000016 
          36      COMB14 Combination         Min   -0.000427   -0.002356   -0.008644   -0.001960   -0.000020 
          36         INV Combination         Max    0.002044    0.002395   -0.006936   -0.001004   -0.000010 
          36         INV Combination         Min   -0.002140   -0.002356   -0.009345   -0.001960   -0.000022 
          37          PP   LinStatic               -0.000018   3.030E-06   -0.006184   -0.000264  -8.125E-06 
          37        PERM   LinStatic               -0.000018   8.009E-06   -0.001648   -0.000692   -0.000011 
          37        NEVE   LinStatic               -0.000012   5.480E-06   -0.000700   -0.000473  -7.288E-06 
          37      VENTOX   LinStatic               -0.000121  -2.378E-06    0.000173    0.000117   1.504E-06 
          37      VENTOY   LinStatic               -0.000112    0.001169    0.000185    0.000137   2.564E-06 
          37      SISMAX LinRespSpec         Max    0.002092   1.465E-06   2.766E-06   3.134E-07   2.685E-07 
          37      SISMAY LinRespSpec         Max    0.000379    0.002217    0.000039    0.000150   2.812E-06 
          37        TERM   LinStatic                0.001228   -0.000748    0.000749    0.000081  -9.669E-08 
          37       COMB1 Combination         Max    0.001192   -0.000737   -0.007083   -0.000875   -0.000019 
          37       COMB1 Combination         Min    0.001192   -0.000737   -0.007083   -0.000875   -0.000019 
          37       COMB2 Combination         Max    0.001180   -0.000731   -0.007782   -0.001348   -0.000026 
          37       COMB2 Combination         Min    0.001180   -0.000731   -0.007782   -0.001348   -0.000026 
          37       COMB3 Combination         Max    0.001071   -0.000739   -0.006910   -0.000758   -0.000017 
          37       COMB3 Combination         Min    0.001071   -0.000739   -0.006910   -0.000758   -0.000017 
          37       COMB4 Combination         Max    0.001081    0.000433   -0.006898   -0.000737   -0.000016 
          37       COMB4 Combination         Min    0.001081    0.000433   -0.006898   -0.000737   -0.000016 
          37       COMB5 Combination         Max    0.001059   -0.000734   -0.007609   -0.001231   -0.000025 
          37       COMB5 Combination         Min    0.001059   -0.000734   -0.007609   -0.001231   -0.000025 
          37       COMB6 Combination         Max    0.001069    0.000438   -0.007598   -0.001211   -0.000024 
          37       COMB6 Combination         Min    0.001069    0.000438   -0.007598   -0.001211   -0.000024 
          37       COMB7 Combination         Max   -0.001265    0.000759   -0.008581   -0.001038   -0.000019 
          37       COMB7 Combination         Min   -0.001265    0.000759   -0.008581   -0.001038   -0.000019 
          37       COMB8 Combination         Max   -0.001277    0.000764   -0.009281   -0.001511   -0.000026 
          37       COMB8 Combination         Min   -0.001277    0.000764   -0.009281   -0.001511   -0.000026 
          37       COMB9 Combination         Max   -0.001386    0.000757   -0.008408   -0.000921   -0.000017 
          37       COMB9 Combination         Min   -0.001386    0.000757   -0.008408   -0.000921   -0.000017 
          37      COMB10 Combination         Max   -0.001376    0.001928   -0.008397   -0.000900   -0.000016 
          37      COMB10 Combination         Min   -0.001376    0.001928   -0.008397   -0.000900   -0.000016 
          37      COMB11 Combination         Max   -0.001398    0.000762   -0.009108   -0.001394   -0.000024 
          37      COMB11 Combination         Min   -0.001398    0.000762   -0.009108   -0.001394   -0.000024 
          37      COMB12 Combination         Max   -0.001388    0.001934   -0.009096   -0.001374   -0.000023 
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          37      COMB12 Combination         Min   -0.001388    0.001934   -0.009096   -0.001374   -0.000023 
          37      COMB13 Combination         Max    0.002044    0.000018   -0.008529   -0.001429   -0.000026 
          37      COMB13 Combination         Min   -0.002140    0.000015   -0.008534   -0.001430   -0.000026 
          37      COMB14 Combination         Max    0.000331    0.002234   -0.008492   -0.001280   -0.000023 
          37      COMB14 Combination         Min   -0.000427   -0.002201   -0.008571   -0.001579   -0.000029 
          37         INV Combination         Max    0.002044    0.002234   -0.006898   -0.000737   -0.000016 
          37         INV Combination         Min   -0.002140   -0.002201   -0.009281   -0.001579   -0.000029 
          38          PP   LinStatic               -0.000018   1.852E-06   -0.006149   -0.000270   -0.000020 
          38        PERM   LinStatic               -0.000018   4.570E-06   -0.001625   -0.000610   -0.000014 
          38        NEVE   LinStatic               -0.000012   3.127E-06   -0.000684   -0.000417  -9.905E-06 
          38      VENTOX   LinStatic               -0.000121  -2.087E-06    0.000170    0.000103   2.134E-06 
          38      VENTOY   LinStatic               -0.000112    0.001073    0.000180    0.000091   2.299E-06 
          38      SISMAX LinRespSpec         Max    0.002092   1.873E-06   4.860E-06   7.616E-07   6.512E-06 
          38      SISMAY LinRespSpec         Max    0.000379    0.002067    0.000034    0.000079   7.728E-07 
          38        TERM   LinStatic                0.001603   -0.000749    0.000746    0.000058   6.450E-06 
          38       COMB1 Combination         Max    0.001567   -0.000743   -0.007028   -0.000822   -0.000028 
          38       COMB1 Combination         Min    0.001567   -0.000743   -0.007028   -0.000822   -0.000028 
          38       COMB2 Combination         Max    0.001555   -0.000739   -0.007712   -0.001239   -0.000038 
          38       COMB2 Combination         Min    0.001555   -0.000739   -0.007712   -0.001239   -0.000038 
          38       COMB3 Combination         Max    0.001446   -0.000745   -0.006858   -0.000719   -0.000026 
          38       COMB3 Combination         Min    0.001446   -0.000745   -0.006858   -0.000719   -0.000026 
          38       COMB4 Combination         Max    0.001455    0.000331   -0.006848   -0.000730   -0.000026 
          38       COMB4 Combination         Min    0.001455    0.000331   -0.006848   -0.000730   -0.000026 
          38       COMB5 Combination         Max    0.001433   -0.000742   -0.007542   -0.001136   -0.000036 
          38       COMB5 Combination         Min    0.001433   -0.000742   -0.007542   -0.001136   -0.000036 
          38       COMB6 Combination         Max    0.001443    0.000334   -0.007532   -0.001147   -0.000036 
          38       COMB6 Combination         Min    0.001443    0.000334   -0.007532   -0.001147   -0.000036 
          38       COMB7 Combination         Max   -0.001639    0.000755   -0.008520   -0.000938   -0.000041 
          38       COMB7 Combination         Min   -0.001639    0.000755   -0.008520   -0.000938   -0.000041 
          38       COMB8 Combination         Max   -0.001651    0.000759   -0.009204   -0.001355   -0.000051 
          38       COMB8 Combination         Min   -0.001651    0.000759   -0.009204   -0.001355   -0.000051 
          38       COMB9 Combination         Max   -0.001760    0.000753   -0.008350   -0.000835   -0.000039 
          38       COMB9 Combination         Min   -0.001760    0.000753   -0.008350   -0.000835   -0.000039 
          38      COMB10 Combination         Max   -0.001751    0.001829   -0.008341   -0.000847   -0.000039 
          38      COMB10 Combination         Min   -0.001751    0.001829   -0.008341   -0.000847   -0.000039 
          38      COMB11 Combination         Max   -0.001772    0.000756   -0.009034   -0.001252   -0.000049 
          38      COMB11 Combination         Min   -0.001772    0.000756   -0.009034   -0.001252   -0.000049 
          38      COMB12 Combination         Max   -0.001763    0.001832   -0.009025   -0.001264   -0.000048 
          38      COMB12 Combination         Min   -0.001763    0.001832   -0.009025   -0.001264   -0.000048 
          38      COMB13 Combination         Max    0.002044    0.000011   -0.008453   -0.001296   -0.000038 
          38      COMB13 Combination         Min   -0.002141   7.677E-06   -0.008463   -0.001298   -0.000051 
          38      COMB14 Combination         Max    0.000331    0.002076   -0.008424   -0.001218   -0.000044 
          38      COMB14 Combination         Min   -0.000428   -0.002057   -0.008493   -0.001376   -0.000045 
          38         INV Combination         Max    0.002044    0.002076   -0.006848   -0.000719   -0.000026 
          38         INV Combination         Min   -0.002141   -0.002057   -0.009204   -0.001376   -0.000051 
          39          PP   LinStatic               -0.000018   6.574E-08   -0.006079   -0.000037   -0.000038 
          39        PERM   LinStatic               -0.000018   9.112E-08   -0.001569   -0.000015   -0.000026 
          39        NEVE   LinStatic               -0.000012   6.235E-08   -0.000646   -0.000010   -0.000018 
          39      VENTOX   LinStatic               -0.000121   9.800E-08    0.000159   2.698E-06   6.307E-06 
          39      VENTOY   LinStatic               -0.000112    0.000988    0.000171  -4.288E-06   3.443E-06 
          39      SISMAX LinRespSpec         Max    0.002092   1.647E-07    0.000028   4.670E-06    0.000020 
          39      SISMAY LinRespSpec         Max    0.000379    0.001939    0.000034    0.000020   1.411E-06 
          39        TERM   LinStatic                0.001978   -0.000750    0.000721    0.000012    0.000020 
          39       COMB1 Combination         Max    0.001941   -0.000750   -0.006927   -0.000040   -0.000043 
          39       COMB1 Combination         Min    0.001941   -0.000750   -0.006927   -0.000040   -0.000043 
          39       COMB2 Combination         Max    0.001929   -0.000749   -0.007573   -0.000050   -0.000061 
          39       COMB2 Combination         Min    0.001929   -0.000749   -0.007573   -0.000050   -0.000061 
          39       COMB3 Combination         Max    0.001820   -0.000749   -0.006769   -0.000037   -0.000037 
          39       COMB3 Combination         Min    0.001820   -0.000749   -0.006769   -0.000037   -0.000037 
          39       COMB4 Combination         Max    0.001830    0.000239   -0.006756   -0.000044   -0.000040 
          39       COMB4 Combination         Min    0.001830    0.000239   -0.006756   -0.000044   -0.000040 
          39       COMB5 Combination         Max    0.001808   -0.000749   -0.007414   -0.000047   -0.000055 
          39       COMB5 Combination         Min    0.001808   -0.000749   -0.007414   -0.000047   -0.000055 
          39       COMB6 Combination         Max    0.001817    0.000239   -0.007402   -0.000054   -0.000058 
          39       COMB6 Combination         Min    0.001817    0.000239   -0.007402   -0.000054   -0.000058 
          39       COMB7 Combination         Max   -0.002014    0.000750   -0.008369   -0.000064   -0.000084 
          39       COMB7 Combination         Min   -0.002014    0.000750   -0.008369   -0.000064   -0.000084 
          39       COMB8 Combination         Max   -0.002026    0.000750   -0.009014   -0.000074   -0.000102 
          39       COMB8 Combination         Min   -0.002026    0.000750   -0.009014   -0.000074   -0.000102 
          39       COMB9 Combination         Max   -0.002135    0.000750   -0.008210   -0.000061   -0.000078 
          39       COMB9 Combination         Min   -0.002135    0.000750   -0.008210   -0.000061   -0.000078 
          39      COMB10 Combination         Max   -0.002126    0.001738   -0.008197   -0.000068   -0.000081 
          39      COMB10 Combination         Min   -0.002126    0.001738   -0.008197   -0.000068   -0.000081 
          39      COMB11 Combination         Max   -0.002147    0.000750   -0.008856   -0.000071   -0.000096 
          39      COMB11 Combination         Min   -0.002147    0.000750   -0.008856   -0.000071   -0.000096 
          39      COMB12 Combination         Max   -0.002138    0.001738   -0.008843   -0.000078   -0.000098 
          39      COMB12 Combination         Min   -0.002138    0.001738   -0.008843   -0.000078   -0.000098 
          39      COMB13 Combination         Max    0.002044   3.839E-07   -0.008266   -0.000057   -0.000062 
          39      COMB13 Combination         Min   -0.002141   5.455E-08   -0.008322   -0.000067   -0.000101 
          39      COMB14 Combination         Max    0.000331    0.001939   -0.008260   -0.000042   -0.000080 
          39      COMB14 Combination         Min   -0.000428   -0.001939   -0.008328   -0.000082   -0.000083 
          39         INV Combination         Max    0.002044    0.001939   -0.006756   -0.000037   -0.000037 
          39         INV Combination         Min   -0.002147   -0.001939   -0.009014   -0.000082   -0.000102 
          40          PP   LinStatic               -0.000017   3.384E-08   -0.006136   -0.000011   -0.000030 
          40        PERM   LinStatic               -0.000015   4.548E-08   -0.001581   9.191E-07   -0.000021 
          40        NEVE   LinStatic               -0.000010   3.112E-08   -0.000654   6.289E-07   -0.000014 
          40      VENTOX   LinStatic               -0.000127   4.900E-08    0.000161  -3.385E-08    0.000078 
          40      VENTOY   LinStatic               -0.000048    0.000988    0.000164  -2.692E-06   1.673E-06 
          40      SISMAX LinRespSpec         Max    0.002100   8.260E-08    0.000018   3.088E-06    0.000173 
          40      SISMAY LinRespSpec         Max    0.000185    0.001939   7.520E-06   6.440E-06   6.259E-06 
          40        TERM   LinStatic                0.001976   -0.000375    0.000739   4.284E-06    0.000164 
          40       COMB1 Combination         Max    0.001943   -0.000375   -0.006977  -5.797E-06    0.000112 
          40       COMB1 Combination         Min    0.001943   -0.000375   -0.006977  -5.797E-06    0.000112 
          40       COMB2 Combination         Max    0.001933   -0.000375   -0.007631  -5.168E-06    0.000098 
          40       COMB2 Combination         Min    0.001933   -0.000375   -0.007631  -5.168E-06    0.000098 
          40       COMB3 Combination         Max    0.001816   -0.000375   -0.006816  -5.831E-06    0.000191 
          40       COMB3 Combination         Min    0.001816   -0.000375   -0.006816  -5.831E-06    0.000191 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

576/ 799 

 
          40       COMB4 Combination         Max    0.001896    0.000613   -0.006813  -8.489E-06    0.000114 
          40       COMB4 Combination         Min    0.001896    0.000613   -0.006813  -8.489E-06    0.000114 
          40       COMB5 Combination         Max    0.001806   -0.000375   -0.007470  -5.202E-06    0.000176 
          40       COMB5 Combination         Min    0.001806   -0.000375   -0.007470  -5.202E-06    0.000176 
          40       COMB6 Combination         Max    0.001885    0.000613   -0.007467  -7.860E-06    0.000100 
          40       COMB6 Combination         Min    0.001885    0.000613   -0.007467  -7.860E-06    0.000100 
          40       COMB7 Combination         Max   -0.002008    0.000375   -0.008456   -0.000014   -0.000215 
          40       COMB7 Combination         Min   -0.002008    0.000375   -0.008456   -0.000014   -0.000215 
          40       COMB8 Combination         Max   -0.002018    0.000375   -0.009110   -0.000014   -0.000230 
          40       COMB8 Combination         Min   -0.002018    0.000375   -0.009110   -0.000014   -0.000230 
          40       COMB9 Combination         Max   -0.002135    0.000375   -0.008295   -0.000014   -0.000137 
          40       COMB9 Combination         Min   -0.002135    0.000375   -0.008295   -0.000014   -0.000137 
          40      COMB10 Combination         Max   -0.002056    0.001363   -0.008292   -0.000017   -0.000214 
          40      COMB10 Combination         Min   -0.002056    0.001363   -0.008292   -0.000017   -0.000214 
          40      COMB11 Combination         Max   -0.002145    0.000375   -0.008949   -0.000014   -0.000151 
          40      COMB11 Combination         Min   -0.002145    0.000375   -0.008949   -0.000014   -0.000151 
          40      COMB12 Combination         Max   -0.002066    0.001363   -0.008946   -0.000016   -0.000228 
          40      COMB12 Combination         Min   -0.002066    0.001363   -0.008946   -0.000016   -0.000228 
          40      COMB13 Combination         Max    0.002058   1.930E-07   -0.008353  -6.363E-06    0.000107 
          40      COMB13 Combination         Min   -0.002142   2.784E-08   -0.008388   -0.000013   -0.000239 
          40      COMB14 Combination         Max    0.000143    0.001939   -0.008363  -3.011E-06   -0.000060 
          40      COMB14 Combination         Min   -0.000228   -0.001939   -0.008378   -0.000016   -0.000072 
          40         INV Combination         Max    0.002058    0.001939   -0.006813  -3.011E-06    0.000191 
          40         INV Combination         Min   -0.002145   -0.001939   -0.009110   -0.000017   -0.000239 
          41          PP   LinStatic               -0.000017   3.218E-17   -0.006146  -1.123E-17   -0.000028 
          41        PERM   LinStatic               -0.000014   6.497E-18   -0.001578  -2.969E-18   -0.000020 
          41        NEVE   LinStatic              -9.602E-06   2.247E-18   -0.000652  -1.269E-18   -0.000013 
          41      VENTOX   LinStatic               -0.000130  -8.010E-18    0.000161   2.990E-19    0.000101 
          41      VENTOY   LinStatic               3.453E-06    0.000988    0.000161  -1.272E-06   3.469E-06 
          41      SISMAX LinRespSpec         Max    0.002104   4.070E-13    0.000014   2.240E-13    0.000221 
          41      SISMAY LinRespSpec         Max   3.709E-12    0.001939   2.985E-12   3.175E-06   7.402E-13 
          41        TERM   LinStatic                0.001974   1.451E-17    0.000744  -1.550E-19    0.000209 
          41       COMB1 Combination         Max    0.001944   5.318E-17   -0.006981  -1.436E-17    0.000161 
          41       COMB1 Combination         Min    0.001944   5.318E-17   -0.006981  -1.436E-17    0.000161 
          41       COMB2 Combination         Max    0.001934   5.543E-17   -0.007633  -1.562E-17    0.000148 
          41       COMB2 Combination         Min    0.001934   5.543E-17   -0.007633  -1.562E-17    0.000148 
          41       COMB3 Combination         Max    0.001813   4.517E-17   -0.006820  -1.406E-17    0.000262 
          41       COMB3 Combination         Min    0.001813   4.517E-17   -0.006820  -1.406E-17    0.000262 
          41       COMB4 Combination         Max    0.001947    0.000988   -0.006820  -1.272E-06    0.000164 
          41       COMB4 Combination         Min    0.001947    0.000988   -0.006820  -1.272E-06    0.000164 
          41       COMB5 Combination         Max    0.001804   4.742E-17   -0.007472  -1.533E-17    0.000249 
          41       COMB5 Combination         Min    0.001804   4.742E-17   -0.007472  -1.533E-17    0.000249 
          41       COMB6 Combination         Max    0.001937    0.000988   -0.007472  -1.272E-06    0.000151 
          41       COMB6 Combination         Min    0.001937    0.000988   -0.007472  -1.272E-06    0.000151 
          41       COMB7 Combination         Max   -0.002005   2.417E-17   -0.008468  -1.405E-17   -0.000256 
          41       COMB7 Combination         Min   -0.002005   2.417E-17   -0.008468  -1.405E-17   -0.000256 
          41       COMB8 Combination         Max   -0.002015   2.642E-17   -0.009120  -1.531E-17   -0.000269 
          41       COMB8 Combination         Min   -0.002015   2.642E-17   -0.009120  -1.531E-17   -0.000269 
          41       COMB9 Combination         Max   -0.002136   1.616E-17   -0.008307  -1.375E-17   -0.000155 
          41       COMB9 Combination         Min   -0.002136   1.616E-17   -0.008307  -1.375E-17   -0.000155 
          41      COMB10 Combination         Max   -0.002002    0.000988   -0.008307  -1.272E-06   -0.000253 
          41      COMB10 Combination         Min   -0.002002    0.000988   -0.008307  -1.272E-06   -0.000253 
          41      COMB11 Combination         Max   -0.002145   1.841E-17   -0.008959  -1.502E-17   -0.000169 
          41      COMB11 Combination         Min   -0.002145   1.841E-17   -0.008959  -1.502E-17   -0.000169 
          41      COMB12 Combination         Max   -0.002011    0.000988   -0.008959  -1.272E-06   -0.000266 
          41      COMB12 Combination         Min   -0.002011    0.000988   -0.008959  -1.272E-06   -0.000266 
          41      COMB13 Combination         Max    0.002064   4.071E-13   -0.008362   2.240E-13    0.000160 
          41      COMB13 Combination         Min   -0.002145  -4.070E-13   -0.008390  -2.240E-13   -0.000281 
          41      COMB14 Combination         Max   -0.000040    0.001939   -0.008376   3.175E-06   -0.000061 
          41      COMB14 Combination         Min   -0.000040   -0.001939   -0.008376  -3.175E-06   -0.000061 
          41         INV Combination         Max    0.002064    0.001939   -0.006820   3.175E-06    0.000262 
          41         INV Combination         Min   -0.002145   -0.001939   -0.009120  -3.175E-06   -0.000281 
          42          PP   LinStatic               -0.000017  -3.384E-08   -0.006136    0.000011   -0.000030 
          42        PERM   LinStatic               -0.000015  -4.548E-08   -0.001581  -9.191E-07   -0.000021 
          42        NEVE   LinStatic               -0.000010  -3.112E-08   -0.000654  -6.289E-07   -0.000014 
          42      VENTOX   LinStatic               -0.000127  -4.900E-08    0.000161   3.385E-08    0.000078 
          42      VENTOY   LinStatic                0.000055    0.000988    0.000159  -2.511E-06   5.750E-06 
          42      SISMAX LinRespSpec         Max    0.002100   8.260E-08    0.000018   3.088E-06    0.000173 
          42      SISMAY LinRespSpec         Max    0.000185    0.001939   7.520E-06   6.440E-06   6.259E-06 
          42        TERM   LinStatic                0.001976    0.000375    0.000739  -4.284E-06    0.000164 
          42       COMB1 Combination         Max    0.001943    0.000375   -0.006977   5.797E-06    0.000112 
          42       COMB1 Combination         Min    0.001943    0.000375   -0.006977   5.797E-06    0.000112 
          42       COMB2 Combination         Max    0.001933    0.000375   -0.007631   5.168E-06    0.000098 
          42       COMB2 Combination         Min    0.001933    0.000375   -0.007631   5.168E-06    0.000098 
          42       COMB3 Combination         Max    0.001816    0.000375   -0.006816   5.831E-06    0.000191 
          42       COMB3 Combination         Min    0.001816    0.000375   -0.006816   5.831E-06    0.000191 
          42       COMB4 Combination         Max    0.001998    0.001363   -0.006818   3.286E-06    0.000118 
          42       COMB4 Combination         Min    0.001998    0.001363   -0.006818   3.286E-06    0.000118 
          42       COMB5 Combination         Max    0.001806    0.000375   -0.007470   5.202E-06    0.000176 
          42       COMB5 Combination         Min    0.001806    0.000375   -0.007470   5.202E-06    0.000176 
          42       COMB6 Combination         Max    0.001988    0.001363   -0.007472   2.657E-06    0.000104 
          42       COMB6 Combination         Min    0.001988    0.001363   -0.007472   2.657E-06    0.000104 
          42       COMB7 Combination         Max   -0.002008   -0.000375   -0.008456    0.000014   -0.000215 
          42       COMB7 Combination         Min   -0.002008   -0.000375   -0.008456    0.000014   -0.000215 
          42       COMB8 Combination         Max   -0.002018   -0.000375   -0.009110    0.000014   -0.000230 
          42       COMB8 Combination         Min   -0.002018   -0.000375   -0.009110    0.000014   -0.000230 
          42       COMB9 Combination         Max   -0.002135   -0.000375   -0.008295    0.000014   -0.000137 
          42       COMB9 Combination         Min   -0.002135   -0.000375   -0.008295    0.000014   -0.000137 
          42      COMB10 Combination         Max   -0.001953    0.000613   -0.008297    0.000012   -0.000209 
          42      COMB10 Combination         Min   -0.001953    0.000613   -0.008297    0.000012   -0.000209 
          42      COMB11 Combination         Max   -0.002145   -0.000375   -0.008949    0.000014   -0.000151 
          42      COMB11 Combination         Min   -0.002145   -0.000375   -0.008949    0.000014   -0.000151 
          42      COMB12 Combination         Max   -0.001963    0.000613   -0.008951    0.000011   -0.000224 
          42      COMB12 Combination         Min   -0.001963    0.000613   -0.008951    0.000011   -0.000224 
          42      COMB13 Combination         Max    0.002058  -2.783E-08   -0.008353    0.000013    0.000107 
          42      COMB13 Combination         Min   -0.002142  -1.930E-07   -0.008388   6.363E-06   -0.000239 
          42      COMB14 Combination         Max    0.000143    0.001939   -0.008363    0.000016   -0.000060 
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          42      COMB14 Combination         Min   -0.000228   -0.001939   -0.008378   3.011E-06   -0.000072 
          42         INV Combination         Max    0.002058    0.001939   -0.006816    0.000016    0.000191 
          42         INV Combination         Min   -0.002145   -0.001939   -0.009110   2.657E-06   -0.000239 
          43          PP   LinStatic               -0.000018  -3.049E-06   -0.006266    0.000325    0.000028 
          43        PERM   LinStatic               -0.000018  -5.223E-06   -0.001723    0.000530  -5.279E-06 
          43        NEVE   LinStatic               -0.000012  -3.573E-06   -0.000751    0.000363  -3.612E-06 
          43      VENTOX   LinStatic               -0.000120   8.802E-07    0.000183   -0.000089  -6.999E-08 
          43      VENTOY   LinStatic                0.000117    0.001504    0.000160   -0.000148   8.974E-07 
          43      SISMAX LinRespSpec         Max    0.002091   2.426E-09    0.000031   2.305E-10    0.000016 
          43      SISMAY LinRespSpec         Max    0.000379    0.003140    0.000076    0.000131   1.272E-06 
          43        TERM   LinStatic               -0.002141    0.000748    0.000725   -0.000069   -0.000017 
          43       COMB1 Combination         Max   -0.002177    0.000739   -0.007265    0.000786   5.352E-06 
          43       COMB1 Combination         Min   -0.002177    0.000739   -0.007265    0.000786   5.352E-06 
          43       COMB2 Combination         Max   -0.002189    0.000736   -0.008016    0.001149   1.740E-06 
          43       COMB2 Combination         Min   -0.002189    0.000736   -0.008016    0.001149   1.740E-06 
          43       COMB3 Combination         Max   -0.002297    0.000740   -0.007081    0.000697   5.282E-06 
          43       COMB3 Combination         Min   -0.002297    0.000740   -0.007081    0.000697   5.282E-06 
          43       COMB4 Combination         Max   -0.002060    0.002243   -0.007104    0.000638   6.249E-06 
          43       COMB4 Combination         Min   -0.002060    0.002243   -0.007104    0.000638   6.249E-06 
          43       COMB5 Combination         Max   -0.002310    0.000737   -0.007833    0.001060   1.670E-06 
          43       COMB5 Combination         Min   -0.002310    0.000737   -0.007833    0.001060   1.670E-06 
          43       COMB6 Combination         Max   -0.002072    0.002239   -0.007856    0.001001   2.638E-06 
          43       COMB6 Combination         Min   -0.002072    0.002239   -0.007856    0.001001   2.638E-06 
          43       COMB7 Combination         Max    0.002105   -0.000756   -0.008714    0.000924    0.000040 
          43       COMB7 Combination         Min    0.002105   -0.000756   -0.008714    0.000924    0.000040 
          43       COMB8 Combination         Max    0.002093   -0.000760   -0.009465    0.001287    0.000037 
          43       COMB8 Combination         Min    0.002093   -0.000760   -0.009465    0.001287    0.000037 
          43       COMB9 Combination         Max    0.001985   -0.000755   -0.008531    0.000835    0.000040 
          43       COMB9 Combination         Min    0.001985   -0.000755   -0.008531    0.000835    0.000040 
          43      COMB10 Combination         Max    0.002222    0.000748   -0.008554    0.000776    0.000041 
          43      COMB10 Combination         Min    0.002222    0.000748   -0.008554    0.000776    0.000041 
          43      COMB11 Combination         Max    0.001973   -0.000759   -0.009282    0.001198    0.000037 
          43      COMB11 Combination         Min    0.001973   -0.000759   -0.009282    0.001198    0.000037 
          43      COMB12 Combination         Max    0.002210    0.000744   -0.009305    0.001139    0.000038 
          43      COMB12 Combination         Min    0.002210    0.000744   -0.009305    0.001139    0.000038 
          43      COMB13 Combination         Max    0.002043   -0.000012   -0.008710    0.001218    0.000035 
          43      COMB13 Combination         Min   -0.002140   -0.000012   -0.008772    0.001218   2.923E-06 
          43      COMB14 Combination         Max    0.000330    0.003128   -0.008665    0.001349    0.000020 
          43      COMB14 Combination         Min   -0.000427   -0.003152   -0.008817    0.001087    0.000018 
          43         INV Combination         Max    0.002222    0.003128   -0.007081    0.001349    0.000041 
          43         INV Combination         Min   -0.002310   -0.003152   -0.009465    0.000638   1.670E-06 
          44          PP   LinStatic               -0.000018  -3.403E-06   -0.006307    0.000292   3.990E-06 
          44        PERM   LinStatic               -0.000018  -7.797E-06   -0.001718    0.000652   4.217E-06 
          44        NEVE   LinStatic               -0.000012  -5.335E-06   -0.000748    0.000446   2.886E-06 
          44      VENTOX   LinStatic               -0.000120   1.315E-06    0.000183   -0.000110  -9.096E-07 
          44      VENTOY   LinStatic                0.000117    0.001520    0.000160   -0.000176  -9.847E-07 
          44      SISMAX LinRespSpec         Max    0.002092   4.921E-09    0.000014   3.439E-10   3.401E-06 
          44      SISMAY LinRespSpec         Max    0.000379    0.003097    0.000074    0.000215   4.799E-07 
          44        TERM   LinStatic               -0.001766    0.000747    0.000744   -0.000087  -3.387E-06 
          44       COMB1 Combination         Max   -0.001802    0.000736   -0.007281    0.000857   4.821E-06 
          44       COMB1 Combination         Min   -0.001802    0.000736   -0.007281    0.000857   4.821E-06 
          44       COMB2 Combination         Max   -0.001814    0.000731   -0.008028    0.001304   7.706E-06 
          44       COMB2 Combination         Min   -0.001814    0.000731   -0.008028    0.001304   7.706E-06 
          44       COMB3 Combination         Max   -0.001923    0.000738   -0.007097    0.000747   3.911E-06 
          44       COMB3 Combination         Min   -0.001923    0.000738   -0.007097    0.000747   3.911E-06 
          44       COMB4 Combination         Max   -0.001685    0.002256   -0.007120    0.000681   3.836E-06 
          44       COMB4 Combination         Min   -0.001685    0.002256   -0.007120    0.000681   3.836E-06 
          44       COMB5 Combination         Max   -0.001935    0.000732   -0.007845    0.001194   6.796E-06 
          44       COMB5 Combination         Min   -0.001935    0.000732   -0.007845    0.001194   6.796E-06 
          44       COMB6 Combination         Max   -0.001697    0.002251   -0.007868    0.001127   6.721E-06 
          44       COMB6 Combination         Min   -0.001697    0.002251   -0.007868    0.001127   6.721E-06 
          44       COMB7 Combination         Max    0.001730   -0.000759   -0.008769    0.001031    0.000012 
          44       COMB7 Combination         Min    0.001730   -0.000759   -0.008769    0.001031    0.000012 
          44       COMB8 Combination         Max    0.001718   -0.000764   -0.009516    0.001477    0.000014 
          44       COMB8 Combination         Min    0.001718   -0.000764   -0.009516    0.001477    0.000014 
          44       COMB9 Combination         Max    0.001610   -0.000757   -0.008585    0.000921    0.000011 
          44       COMB9 Combination         Min    0.001610   -0.000757   -0.008585    0.000921    0.000011 
          44      COMB10 Combination         Max    0.001847    0.000761   -0.008608    0.000854    0.000011 
          44      COMB10 Combination         Min    0.001847    0.000761   -0.008608    0.000854    0.000011 
          44      COMB11 Combination         Max    0.001598   -0.000763   -0.009333    0.001367    0.000014 
          44      COMB11 Combination         Min    0.001598   -0.000763   -0.009333    0.001367    0.000014 
          44      COMB12 Combination         Max    0.001835    0.000756   -0.009356    0.001301    0.000013 
          44      COMB12 Combination         Min    0.001835    0.000756   -0.009356    0.001301    0.000013 
          44      COMB13 Combination         Max    0.002043   -0.000017   -0.008759    0.001390    0.000014 
          44      COMB13 Combination         Min   -0.002140   -0.000017   -0.008786    0.001390   7.692E-06 
          44      COMB14 Combination         Max    0.000331    0.003080   -0.008698    0.001605    0.000012 
          44      COMB14 Combination         Min   -0.000427   -0.003114   -0.008847    0.001176    0.000011 
          44         INV Combination         Max    0.002043    0.003080   -0.007097    0.001605    0.000014 
          44         INV Combination         Min   -0.002140   -0.003114   -0.009516    0.000681   3.836E-06 
          45          PP   LinStatic               -0.000018  -3.357E-06   -0.006298    0.000319  -6.474E-06 
          45        PERM   LinStatic               -0.000018  -9.134E-06   -0.001734    0.000909   1.030E-06 
          45        NEVE   LinStatic               -0.000012  -6.250E-06   -0.000759    0.000622   7.044E-07 
          45      VENTOX   LinStatic               -0.000120   1.541E-06    0.000186   -0.000153  -4.096E-07 
          45      VENTOY   LinStatic                0.000117    0.001529    0.000164   -0.000213  -3.043E-07 
          45      SISMAX LinRespSpec         Max    0.002092   4.828E-09    0.000010   2.829E-10   4.017E-06 
          45      SISMAY LinRespSpec         Max    0.000379    0.003047    0.000074    0.000135   3.748E-07 
          45        TERM   LinStatic               -0.001392    0.000747    0.000746   -0.000072  -2.455E-06 
          45       COMB1 Combination         Max   -0.001428    0.000735   -0.007285    0.001155  -7.899E-06 
          45       COMB1 Combination         Min   -0.001428    0.000735   -0.007285    0.001155  -7.899E-06 
          45       COMB2 Combination         Max   -0.001440    0.000729   -0.008044    0.001777  -7.195E-06 
          45       COMB2 Combination         Min   -0.001440    0.000729   -0.008044    0.001777  -7.195E-06 
          45       COMB3 Combination         Max   -0.001548    0.000737   -0.007099    0.001002  -8.309E-06 
          45       COMB3 Combination         Min   -0.001548    0.000737   -0.007099    0.001002  -8.309E-06 
          45       COMB4 Combination         Max   -0.001311    0.002264   -0.007121    0.000942  -8.203E-06 
          45       COMB4 Combination         Min   -0.001311    0.002264   -0.007121    0.000942  -8.203E-06 
          45       COMB5 Combination         Max   -0.001560    0.000730   -0.007858    0.001624  -7.604E-06 
          45       COMB5 Combination         Min   -0.001560    0.000730   -0.007858    0.001624  -7.604E-06 
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          45       COMB6 Combination         Max   -0.001323    0.002258   -0.007880    0.001563  -7.499E-06 
          45       COMB6 Combination         Min   -0.001323    0.002258   -0.007880    0.001563  -7.499E-06 
          45       COMB7 Combination         Max    0.001356   -0.000760   -0.008778    0.001300  -2.990E-06 
          45       COMB7 Combination         Min    0.001356   -0.000760   -0.008778    0.001300  -2.990E-06 
          45       COMB8 Combination         Max    0.001344   -0.000766   -0.009536    0.001922  -2.285E-06 
          45       COMB8 Combination         Min    0.001344   -0.000766   -0.009536    0.001922  -2.285E-06 
          45       COMB9 Combination         Max    0.001235   -0.000758   -0.008592    0.001147  -3.399E-06 
          45       COMB9 Combination         Min    0.001235   -0.000758   -0.008592    0.001147  -3.399E-06 
          45      COMB10 Combination         Max    0.001473    0.000769   -0.008614    0.001086  -3.294E-06 
          45      COMB10 Combination         Min    0.001473    0.000769   -0.008614    0.001086  -3.294E-06 
          45      COMB11 Combination         Max    0.001223   -0.000765   -0.009350    0.001768  -2.695E-06 
          45      COMB11 Combination         Min    0.001223   -0.000765   -0.009350    0.001768  -2.695E-06 
          45      COMB12 Combination         Max    0.001461    0.000763   -0.009373    0.001708  -2.590E-06 
          45      COMB12 Combination         Min    0.001461    0.000763   -0.009373    0.001708  -2.590E-06 
          45      COMB13 Combination         Max    0.002043   -0.000019   -0.008780    0.001849  -7.225E-07 
          45      COMB13 Combination         Min   -0.002140   -0.000019   -0.008801    0.001849  -8.757E-06 
          45      COMB14 Combination         Max    0.000331    0.003029   -0.008717    0.001984  -4.365E-06 
          45      COMB14 Combination         Min   -0.000427   -0.003066   -0.008864    0.001714  -5.115E-06 
          45         INV Combination         Max    0.002043    0.003029   -0.007099    0.001984  -7.225E-07 
          45         INV Combination         Min   -0.002140   -0.003066   -0.009536    0.000942  -8.757E-06 
          46          PP   LinStatic               -0.000018  -3.431E-06   -0.006282    0.000289  -7.340E-06 
          46        PERM   LinStatic               -0.000018   -0.000010   -0.001723    0.000840  -1.982E-06 
          46        NEVE   LinStatic               -0.000012  -6.898E-06   -0.000751    0.000575  -1.356E-06 
          46      VENTOX   LinStatic               -0.000121   1.696E-06    0.000185   -0.000141   2.664E-07 
          46      VENTOY   LinStatic                0.000117    0.001527    0.000163   -0.000208  -2.529E-08 
          46      SISMAX LinRespSpec         Max    0.002092   3.930E-09   8.996E-06   1.419E-09   1.153E-06 
          46      SISMAY LinRespSpec         Max    0.000379    0.002984    0.000070    0.000210   1.166E-06 
          46        TERM   LinStatic               -0.001017    0.000747    0.000747   -0.000088  -4.051E-07 
          46       COMB1 Combination         Max   -0.001053    0.000734   -0.007259    0.001040  -9.728E-06 
          46       COMB1 Combination         Min   -0.001053    0.000734   -0.007259    0.001040  -9.728E-06 
          46       COMB2 Combination         Max   -0.001066    0.000727   -0.008010    0.001615   -0.000011 
          46       COMB2 Combination         Min   -0.001066    0.000727   -0.008010    0.001615   -0.000011 
          46       COMB3 Combination         Max   -0.001174    0.000736   -0.007074    0.000899  -9.461E-06 
          46       COMB3 Combination         Min   -0.001174    0.000736   -0.007074    0.000899  -9.461E-06 
          46       COMB4 Combination         Max   -0.000936    0.002260   -0.007096    0.000832  -9.753E-06 
          46       COMB4 Combination         Min   -0.000936    0.002260   -0.007096    0.000832  -9.753E-06 
          46       COMB5 Combination         Max   -0.001186    0.000729   -0.007825    0.001473   -0.000011 
          46       COMB5 Combination         Min   -0.001186    0.000729   -0.007825    0.001473   -0.000011 
          46       COMB6 Combination         Max   -0.000948    0.002254   -0.007847    0.001406   -0.000011 
          46       COMB6 Combination         Min   -0.000948    0.002254   -0.007847    0.001406   -0.000011 
          46       COMB7 Combination         Max    0.000981   -0.000761   -0.008753    0.001217  -8.917E-06 
          46       COMB7 Combination         Min    0.000981   -0.000761   -0.008753    0.001217  -8.917E-06 
          46       COMB8 Combination         Max    0.000969   -0.000768   -0.009504    0.001792   -0.000010 
          46       COMB8 Combination         Min    0.000969   -0.000768   -0.009504    0.001792   -0.000010 
          46       COMB9 Combination         Max    0.000861   -0.000759   -0.008568    0.001075  -8.651E-06 
          46       COMB9 Combination         Min    0.000861   -0.000759   -0.008568    0.001075  -8.651E-06 
          46      COMB10 Combination         Max    0.001098    0.000766   -0.008590    0.001008  -8.943E-06 
          46      COMB10 Combination         Min    0.001098    0.000766   -0.008590    0.001008  -8.943E-06 
          46      COMB11 Combination         Max    0.000849   -0.000766   -0.009319    0.001650   -0.000010 
          46      COMB11 Combination         Min    0.000849   -0.000766   -0.009319    0.001650   -0.000010 
          46      COMB12 Combination         Max    0.001086    0.000759   -0.009341    0.001583   -0.000010 
          46      COMB12 Combination         Min    0.001086    0.000759   -0.009341    0.001583   -0.000010 
          46      COMB13 Combination         Max    0.002044   -0.000020   -0.008748    0.001703  -9.526E-06 
          46      COMB13 Combination         Min   -0.002140   -0.000020   -0.008766    0.001703   -0.000012 
          46      COMB14 Combination         Max    0.000331    0.002964   -0.008687    0.001913  -9.513E-06 
          46      COMB14 Combination         Min   -0.000427   -0.003005   -0.008827    0.001493   -0.000012 
          46         INV Combination         Max    0.002044    0.002964   -0.007074    0.001913  -8.651E-06 
          46         INV Combination         Min   -0.002140   -0.003005   -0.009504    0.000832   -0.000012 
          47          PP   LinStatic               -0.000018  -3.316E-06   -0.006262    0.000318  -6.702E-06 
          47        PERM   LinStatic               -0.000018  -9.960E-06   -0.001725    0.000944  -3.205E-06 
          47        NEVE   LinStatic               -0.000012  -6.815E-06   -0.000753    0.000646  -2.193E-06 
          47      VENTOX   LinStatic               -0.000121   1.660E-06    0.000185   -0.000159   2.718E-07 
          47      VENTOY   LinStatic                0.000117    0.001508    0.000164   -0.000219   2.828E-07 
          47      SISMAX LinRespSpec         Max    0.002092   2.522E-08   6.804E-06   2.888E-09   4.549E-06 
          47      SISMAY LinRespSpec         Max    0.000379    0.002902    0.000068    0.000129   9.330E-07 
          47        TERM   LinStatic               -0.000643    0.000747    0.000747   -0.000073  -1.399E-06 
          47       COMB1 Combination         Max   -0.000679    0.000734   -0.007240    0.001190   -0.000011 
          47       COMB1 Combination         Min   -0.000679    0.000734   -0.007240    0.001190   -0.000011 
          47       COMB2 Combination         Max   -0.000691    0.000727   -0.007993    0.001836   -0.000013 
          47       COMB2 Combination         Min   -0.000691    0.000727   -0.007993    0.001836   -0.000013 
          47       COMB3 Combination         Max   -0.000800    0.000736   -0.007055    0.001031   -0.000011 
          47       COMB3 Combination         Min   -0.000800    0.000736   -0.007055    0.001031   -0.000011 
          47       COMB4 Combination         Max   -0.000562    0.002243   -0.007076    0.000971   -0.000011 
          47       COMB4 Combination         Min   -0.000562    0.002243   -0.007076    0.000971   -0.000011 
          47       COMB5 Combination         Max   -0.000812    0.000729   -0.007808    0.001677   -0.000013 
          47       COMB5 Combination         Min   -0.000812    0.000729   -0.007808    0.001677   -0.000013 
          47       COMB6 Combination         Max   -0.000574    0.002236   -0.007829    0.001617   -0.000013 
          47       COMB6 Combination         Min   -0.000574    0.002236   -0.007829    0.001617   -0.000013 
          47       COMB7 Combination         Max    0.000607   -0.000761   -0.008735    0.001335  -8.508E-06 
          47       COMB7 Combination         Min    0.000607   -0.000761   -0.008735    0.001335  -8.508E-06 
          47       COMB8 Combination         Max    0.000595   -0.000768   -0.009488    0.001981   -0.000011 
          47       COMB8 Combination         Min    0.000595   -0.000768   -0.009488    0.001981   -0.000011 
          47       COMB9 Combination         Max    0.000486   -0.000759   -0.008550    0.001176  -8.236E-06 
          47       COMB9 Combination         Min    0.000486   -0.000759   -0.008550    0.001176  -8.236E-06 
          47      COMB10 Combination         Max    0.000724    0.000748   -0.008571    0.001116  -8.225E-06 
          47      COMB10 Combination         Min    0.000724    0.000748   -0.008571    0.001116  -8.225E-06 
          47      COMB11 Combination         Max    0.000474   -0.000766   -0.009303    0.001822   -0.000010 
          47      COMB11 Combination         Min    0.000474   -0.000766   -0.009303    0.001822   -0.000010 
          47      COMB12 Combination         Max    0.000712    0.000741   -0.009324    0.001762   -0.000010 
          47      COMB12 Combination         Min    0.000712    0.000741   -0.009324    0.001762   -0.000010 
          47      COMB13 Combination         Max    0.002044   -0.000020   -0.008734    0.001908  -7.551E-06 
          47      COMB13 Combination         Min   -0.002140   -0.000020   -0.008747    0.001908   -0.000017 
          47      COMB14 Combination         Max    0.000331    0.002882   -0.008673    0.002037   -0.000011 
          47      COMB14 Combination         Min   -0.000427   -0.002922   -0.008808    0.001780   -0.000013 
          47         INV Combination         Max    0.002044    0.002882   -0.007055    0.002037  -7.551E-06 
          47         INV Combination         Min   -0.002140   -0.002922   -0.009488    0.000971   -0.000017 
          48          PP   LinStatic               -0.000018  -3.410E-06   -0.006249    0.000288  -6.433E-06 
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          48        PERM   LinStatic               -0.000018   -0.000010   -0.001708    0.000856  -3.854E-06 
          48        NEVE   LinStatic               -0.000012  -7.027E-06   -0.000741    0.000586  -2.637E-06 
          48      VENTOX   LinStatic               -0.000121   1.683E-06    0.000182   -0.000144   5.649E-07 
          48      VENTOY   LinStatic                0.000117    0.001473    0.000163   -0.000207   1.237E-07 
          48      SISMAX LinRespSpec         Max    0.002092   6.707E-08   4.231E-06   7.109E-09   1.491E-06 
          48      SISMAY LinRespSpec         Max    0.000379    0.002798    0.000063    0.000197   1.732E-06 
          48        TERM   LinStatic               -0.000269    0.000747    0.000748   -0.000089  -2.194E-07 
          48       COMB1 Combination         Max   -0.000305    0.000734   -0.007208    0.001056   -0.000011 
          48       COMB1 Combination         Min   -0.000305    0.000734   -0.007208    0.001056   -0.000011 
          48       COMB2 Combination         Max   -0.000317    0.000727   -0.007949    0.001642   -0.000013 
          48       COMB2 Combination         Min   -0.000317    0.000727   -0.007949    0.001642   -0.000013 
          48       COMB3 Combination         Max   -0.000425    0.000735   -0.007026    0.000912  -9.941E-06 
          48       COMB3 Combination         Min   -0.000425    0.000735   -0.007026    0.000912  -9.941E-06 
          48       COMB4 Combination         Max   -0.000188    0.002207   -0.007045    0.000849   -0.000010 
          48       COMB4 Combination         Min   -0.000188    0.002207   -0.007045    0.000849   -0.000010 
          48       COMB5 Combination         Max   -0.000438    0.000728   -0.007766    0.001498   -0.000013 
          48       COMB5 Combination         Min   -0.000438    0.000728   -0.007766    0.001498   -0.000013 
          48       COMB6 Combination         Max   -0.000200    0.002200   -0.007786    0.001435   -0.000013 
          48       COMB6 Combination         Min   -0.000200    0.002200   -0.007786    0.001435   -0.000013 
          48       COMB7 Combination         Max    0.000233   -0.000761   -0.008705    0.001233   -0.000010 
          48       COMB7 Combination         Min    0.000233   -0.000761   -0.008705    0.001233   -0.000010 
          48       COMB8 Combination         Max    0.000221   -0.000768   -0.009445    0.001819   -0.000013 
          48       COMB8 Combination         Min    0.000221   -0.000768   -0.009445    0.001819   -0.000013 
          48       COMB9 Combination         Max    0.000112   -0.000759   -0.008522    0.001089  -9.502E-06 
          48       COMB9 Combination         Min    0.000112   -0.000759   -0.008522    0.001089  -9.502E-06 
          48      COMB10 Combination         Max    0.000350    0.000712   -0.008542    0.001026  -9.943E-06 
          48      COMB10 Combination         Min    0.000350    0.000712   -0.008542    0.001026  -9.943E-06 
          48      COMB11 Combination         Max    0.000100   -0.000766   -0.009263    0.001675   -0.000012 
          48      COMB11 Combination         Min    0.000100   -0.000766   -0.009263    0.001675   -0.000012 
          48      COMB12 Combination         Max    0.000338    0.000705   -0.009283    0.001612   -0.000013 
          48      COMB12 Combination         Min    0.000338    0.000705   -0.009283    0.001612   -0.000013 
          48      COMB13 Combination         Max    0.002044   -0.000021   -0.008693    0.001730   -0.000011 
          48      COMB13 Combination         Min   -0.002140   -0.000021   -0.008701    0.001730   -0.000014 
          48      COMB14 Combination         Max    0.000331    0.002778   -0.008634    0.001927   -0.000011 
          48      COMB14 Combination         Min   -0.000427   -0.002819   -0.008760    0.001534   -0.000015 
          48         INV Combination         Max    0.002044    0.002778   -0.007026    0.001927  -9.502E-06 
          48         INV Combination         Min   -0.002140   -0.002819   -0.009445    0.000849   -0.000015 
          49          PP   LinStatic               -0.000018  -3.356E-06   -0.006230    0.000318  -6.513E-06 
          49        PERM   LinStatic               -0.000018   -0.000010   -0.001706    0.000945  -4.558E-06 
          49        NEVE   LinStatic               -0.000012  -6.859E-06   -0.000740    0.000647  -3.119E-06 
          49      VENTOX   LinStatic               -0.000121   1.634E-06    0.000182   -0.000159   5.046E-07 
          49      VENTOY   LinStatic                0.000117    0.001419    0.000164   -0.000215   3.463E-07 
          49      SISMAX LinRespSpec         Max    0.002092   7.774E-08   1.584E-06   8.309E-09   4.633E-06 
          49      SISMAY LinRespSpec         Max    0.000379    0.002673    0.000059    0.000118   1.487E-06 
          49        TERM   LinStatic                0.000106    0.000747    0.000748   -0.000073   2.458E-07 
          49       COMB1 Combination         Max    0.000069    0.000734   -0.007188    0.001190   -0.000011 
          49       COMB1 Combination         Min    0.000069    0.000734   -0.007188    0.001190   -0.000011 
          49       COMB2 Combination         Max    0.000057    0.000727   -0.007928    0.001837   -0.000014 
          49       COMB2 Combination         Min    0.000057    0.000727   -0.007928    0.001837   -0.000014 
          49       COMB3 Combination         Max   -0.000051    0.000736   -0.007006    0.001031   -0.000010 
          49       COMB3 Combination         Min   -0.000051    0.000736   -0.007006    0.001031   -0.000010 
          49       COMB4 Combination         Max    0.000187    0.002153   -0.007024    0.000975   -0.000010 
          49       COMB4 Combination         Min    0.000187    0.002153   -0.007024    0.000975   -0.000010 
          49       COMB5 Combination         Max   -0.000063    0.000729   -0.007745    0.001677   -0.000013 
          49       COMB5 Combination         Min   -0.000063    0.000729   -0.007745    0.001677   -0.000013 
          49       COMB6 Combination         Max    0.000175    0.002146   -0.007764    0.001622   -0.000014 
          49       COMB6 Combination         Min    0.000175    0.002146   -0.007764    0.001622   -0.000014 
          49       COMB7 Combination         Max   -0.000142   -0.000761   -0.008684    0.001335   -0.000011 
          49       COMB7 Combination         Min   -0.000142   -0.000761   -0.008684    0.001335   -0.000011 
          49       COMB8 Combination         Max   -0.000154   -0.000768   -0.009424    0.001982   -0.000014 
          49       COMB8 Combination         Min   -0.000154   -0.000768   -0.009424    0.001982   -0.000014 
          49       COMB9 Combination         Max   -0.000262   -0.000759   -0.008502    0.001176   -0.000011 
          49       COMB9 Combination         Min   -0.000262   -0.000759   -0.008502    0.001176   -0.000011 
          49      COMB10 Combination         Max   -0.000024    0.000658   -0.008520    0.001120   -0.000011 
          49      COMB10 Combination         Min   -0.000024    0.000658   -0.008520    0.001120   -0.000011 
          49      COMB11 Combination         Max   -0.000274   -0.000766   -0.009241    0.001822   -0.000014 
          49      COMB11 Combination         Min   -0.000274   -0.000766   -0.009241    0.001822   -0.000014 
          49      COMB12 Combination         Max   -0.000036    0.000651   -0.009260    0.001767   -0.000014 
          49      COMB12 Combination         Min   -0.000036    0.000651   -0.009260    0.001767   -0.000014 
          49      COMB13 Combination         Max    0.002044   -0.000020   -0.008674    0.001909  -9.556E-06 
          49      COMB13 Combination         Min   -0.002140   -0.000020   -0.008677    0.001909   -0.000019 
          49      COMB14 Combination         Max    0.000331    0.002653   -0.008617    0.002027   -0.000013 
          49      COMB14 Combination         Min   -0.000427   -0.002694   -0.008734    0.001791   -0.000016 
          49         INV Combination         Max    0.002044    0.002653   -0.007006    0.002027  -9.556E-06 
          49         INV Combination         Min   -0.002140   -0.002694   -0.009424    0.000975   -0.000019 
          50          PP   LinStatic               -0.000018  -3.499E-06   -0.006216    0.000286  -6.432E-06 
          50        PERM   LinStatic               -0.000018   -0.000010   -0.001685    0.000844  -5.436E-06 
          50        NEVE   LinStatic               -0.000012  -7.024E-06   -0.000725    0.000577  -3.719E-06 
          50      VENTOX   LinStatic               -0.000121   1.751E-06    0.000179   -0.000142   8.281E-07 
          50      VENTOY   LinStatic                0.000117    0.001348    0.000162   -0.000196   1.920E-07 
          50      SISMAX LinRespSpec         Max    0.002092   3.339E-08   1.055E-06   1.567E-08   1.365E-06 
          50      SISMAY LinRespSpec         Max    0.000379    0.002531    0.000053    0.000177   2.349E-06 
          50        TERM   LinStatic                0.000480    0.000747    0.000748   -0.000088   2.328E-07 
          50       COMB1 Combination         Max    0.000444    0.000734   -0.007153    0.001042   -0.000012 
          50       COMB1 Combination         Min    0.000444    0.000734   -0.007153    0.001042   -0.000012 
          50       COMB2 Combination         Max    0.000431    0.000727   -0.007878    0.001619   -0.000015 
          50       COMB2 Combination         Min    0.000431    0.000727   -0.007878    0.001619   -0.000015 
          50       COMB3 Combination         Max    0.000323    0.000735   -0.006974    0.000900   -0.000011 
          50       COMB3 Combination         Min    0.000323    0.000735   -0.006974    0.000900   -0.000011 
          50       COMB4 Combination         Max    0.000561    0.002081   -0.006991    0.000846   -0.000011 
          50       COMB4 Combination         Min    0.000561    0.002081   -0.006991    0.000846   -0.000011 
          50       COMB5 Combination         Max    0.000311    0.000728   -0.007699    0.001477   -0.000015 
          50       COMB5 Combination         Min    0.000311    0.000728   -0.007699    0.001477   -0.000015 
          50       COMB6 Combination         Max    0.000549    0.002074   -0.007716    0.001423   -0.000015 
          50       COMB6 Combination         Min    0.000549    0.002074   -0.007716    0.001423   -0.000015 
          50       COMB7 Combination         Max   -0.000516   -0.000761   -0.008649    0.001218   -0.000012 
          50       COMB7 Combination         Min   -0.000516   -0.000761   -0.008649    0.001218   -0.000012 
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          50       COMB8 Combination         Max   -0.000528   -0.000768   -0.009374    0.001795   -0.000016 
          50       COMB8 Combination         Min   -0.000528   -0.000768   -0.009374    0.001795   -0.000016 
          50       COMB9 Combination         Max   -0.000637   -0.000759   -0.008470    0.001075   -0.000011 
          50       COMB9 Combination         Min   -0.000637   -0.000759   -0.008470    0.001075   -0.000011 
          50      COMB10 Combination         Max   -0.000398    0.000587   -0.008487    0.001021   -0.000012 
          50      COMB10 Combination         Min   -0.000398    0.000587   -0.008487    0.001021   -0.000012 
          50      COMB11 Combination         Max   -0.000649   -0.000766   -0.009195    0.001653   -0.000015 
          50      COMB11 Combination         Min   -0.000649   -0.000766   -0.009195    0.001653   -0.000015 
          50      COMB12 Combination         Max   -0.000411    0.000580   -0.009212    0.001599   -0.000016 
          50      COMB12 Combination         Min   -0.000411    0.000580   -0.009212    0.001599   -0.000016 
          50      COMB13 Combination         Max    0.002044   -0.000021   -0.008625    0.001707   -0.000014 
          50      COMB13 Combination         Min   -0.002140   -0.000021   -0.008627    0.001707   -0.000017 
          50      COMB14 Combination         Max    0.000331    0.002510   -0.008573    0.001884   -0.000013 
          50      COMB14 Combination         Min   -0.000427   -0.002551   -0.008679    0.001530   -0.000018 
          50         INV Combination         Max    0.002044    0.002510   -0.006974    0.001884   -0.000011 
          50         INV Combination         Min   -0.002140   -0.002551   -0.009374    0.000846   -0.000018 
          51          PP   LinStatic               -0.000018  -3.335E-06   -0.006198    0.000313  -5.974E-06 
          51        PERM   LinStatic               -0.000018  -9.422E-06   -0.001678    0.000916  -7.065E-06 
          51        NEVE   LinStatic               -0.000012  -6.447E-06   -0.000721    0.000627  -4.834E-06 
          51      VENTOX   LinStatic               -0.000121   1.948E-06    0.000178   -0.000154   8.435E-07 
          51      VENTOY   LinStatic                0.000117    0.001262    0.000163   -0.000202   5.450E-07 
          51      SISMAX LinRespSpec         Max    0.002092   5.158E-07   2.743E-06   2.838E-08   3.893E-06 
          51      SISMAY LinRespSpec         Max    0.000379    0.002375    0.000047    0.000103   2.233E-06 
          51        TERM   LinStatic                0.000854    0.000748    0.000748   -0.000071   1.181E-06 
          51       COMB1 Combination         Max    0.000818    0.000735   -0.007128    0.001158   -0.000012 
          51       COMB1 Combination         Min    0.000818    0.000735   -0.007128    0.001158   -0.000012 
          51       COMB2 Combination         Max    0.000806    0.000728   -0.007849    0.001785   -0.000017 
          51       COMB2 Combination         Min    0.000806    0.000728   -0.007849    0.001785   -0.000017 
          51       COMB3 Combination         Max    0.000697    0.000737   -0.006951    0.001004   -0.000011 
          51       COMB3 Combination         Min    0.000697    0.000737   -0.006951    0.001004   -0.000011 
          51       COMB4 Combination         Max    0.000935    0.001997   -0.006966    0.000956   -0.000011 
          51       COMB4 Combination         Min    0.000935    0.001997   -0.006966    0.000956   -0.000011 
          51       COMB5 Combination         Max    0.000685    0.000730   -0.007671    0.001631   -0.000016 
          51       COMB5 Combination         Min    0.000685    0.000730   -0.007671    0.001631   -0.000016 
          51       COMB6 Combination         Max    0.000923    0.001990   -0.007686    0.001583   -0.000016 
          51       COMB6 Combination         Min    0.000923    0.001990   -0.007686    0.001583   -0.000016 
          51       COMB7 Combination         Max   -0.000890   -0.000760   -0.008624    0.001301   -0.000014 
          51       COMB7 Combination         Min   -0.000890   -0.000760   -0.008624    0.001301   -0.000014 
          51       COMB8 Combination         Max   -0.000902   -0.000767   -0.009345    0.001928   -0.000019 
          51       COMB8 Combination         Min   -0.000902   -0.000767   -0.009345    0.001928   -0.000019 
          51       COMB9 Combination         Max   -0.001011   -0.000758   -0.008446    0.001147   -0.000013 
          51       COMB9 Combination         Min   -0.001011   -0.000758   -0.008446    0.001147   -0.000013 
          51      COMB10 Combination         Max   -0.000773    0.000502   -0.008461    0.001099   -0.000014 
          51      COMB10 Combination         Min   -0.000773    0.000502   -0.008461    0.001099   -0.000014 
          51      COMB11 Combination         Max   -0.001023   -0.000765   -0.009167    0.001774   -0.000018 
          51      COMB11 Combination         Min   -0.001023   -0.000765   -0.009167    0.001774   -0.000018 
          51      COMB12 Combination         Max   -0.000785    0.000495   -0.009182    0.001726   -0.000019 
          51      COMB12 Combination         Min   -0.000785    0.000495   -0.009182    0.001726   -0.000019 
          51      COMB13 Combination         Max    0.002044   -0.000019   -0.008594    0.001857   -0.000014 
          51      COMB13 Combination         Min   -0.002140   -0.000020   -0.008600    0.001857   -0.000022 
          51      COMB14 Combination         Max    0.000331    0.002356   -0.008550    0.001960   -0.000016 
          51      COMB14 Combination         Min   -0.000427   -0.002395   -0.008644    0.001753   -0.000020 
          51         INV Combination         Max    0.002044    0.002356   -0.006951    0.001960   -0.000011 
          51         INV Combination         Min   -0.002140   -0.002395   -0.009345    0.000956   -0.000022 
          52          PP   LinStatic               -0.000018  -3.030E-06   -0.006184    0.000264  -8.125E-06 
          52        PERM   LinStatic               -0.000018  -8.009E-06   -0.001648    0.000692   -0.000011 
          52        NEVE   LinStatic               -0.000012  -5.480E-06   -0.000700    0.000473  -7.288E-06 
          52      VENTOX   LinStatic               -0.000121   2.378E-06    0.000173   -0.000117   1.504E-06 
          52      VENTOY   LinStatic                0.000118    0.001168    0.000160   -0.000156   1.042E-06 
          52      SISMAX LinRespSpec         Max    0.002092   1.465E-06   2.766E-06   3.134E-07   2.685E-07 
          52      SISMAY LinRespSpec         Max    0.000379    0.002217    0.000039    0.000150   2.812E-06 
          52        TERM   LinStatic                0.001228    0.000748    0.000749   -0.000081  -9.669E-08 
          52       COMB1 Combination         Max    0.001192    0.000737   -0.007083    0.000875   -0.000019 
          52       COMB1 Combination         Min    0.001192    0.000737   -0.007083    0.000875   -0.000019 
          52       COMB2 Combination         Max    0.001180    0.000731   -0.007782    0.001348   -0.000026 
          52       COMB2 Combination         Min    0.001180    0.000731   -0.007782    0.001348   -0.000026 
          52       COMB3 Combination         Max    0.001071    0.000739   -0.006910    0.000758   -0.000017 
          52       COMB3 Combination         Min    0.001071    0.000739   -0.006910    0.000758   -0.000017 
          52       COMB4 Combination         Max    0.001310    0.001905   -0.006923    0.000719   -0.000018 
          52       COMB4 Combination         Min    0.001310    0.001905   -0.006923    0.000719   -0.000018 
          52       COMB5 Combination         Max    0.001059    0.000734   -0.007609    0.001231   -0.000025 
          52       COMB5 Combination         Min    0.001059    0.000734   -0.007609    0.001231   -0.000025 
          52       COMB6 Combination         Max    0.001298    0.001899   -0.007623    0.001192   -0.000025 
          52       COMB6 Combination         Min    0.001298    0.001899   -0.007623    0.001192   -0.000025 
          52       COMB7 Combination         Max   -0.001265   -0.000759   -0.008581    0.001038   -0.000019 
          52       COMB7 Combination         Min   -0.001265   -0.000759   -0.008581    0.001038   -0.000019 
          52       COMB8 Combination         Max   -0.001277   -0.000764   -0.009281    0.001511   -0.000026 
          52       COMB8 Combination         Min   -0.001277   -0.000764   -0.009281    0.001511   -0.000026 
          52       COMB9 Combination         Max   -0.001386   -0.000757   -0.008408    0.000921   -0.000017 
          52       COMB9 Combination         Min   -0.001386   -0.000757   -0.008408    0.000921   -0.000017 
          52      COMB10 Combination         Max   -0.001147    0.000409   -0.008421    0.000881   -0.000018 
          52      COMB10 Combination         Min   -0.001147    0.000409   -0.008421    0.000881   -0.000018 
          52      COMB11 Combination         Max   -0.001398   -0.000762   -0.009108    0.001394   -0.000024 
          52      COMB11 Combination         Min   -0.001398   -0.000762   -0.009108    0.001394   -0.000024 
          52      COMB12 Combination         Max   -0.001159    0.000403   -0.009121    0.001355   -0.000025 
          52      COMB12 Combination         Min   -0.001159    0.000403   -0.009121    0.001355   -0.000025 
          52      COMB13 Combination         Max    0.002044   -0.000015   -0.008529    0.001430   -0.000026 
          52      COMB13 Combination         Min   -0.002140   -0.000018   -0.008534    0.001429   -0.000026 
          52      COMB14 Combination         Max    0.000331    0.002201   -0.008492    0.001579   -0.000023 
          52      COMB14 Combination         Min   -0.000427   -0.002234   -0.008571    0.001280   -0.000029 
          52         INV Combination         Max    0.002044    0.002201   -0.006910    0.001579   -0.000017 
          52         INV Combination         Min   -0.002140   -0.002234   -0.009281    0.000719   -0.000029 
          53          PP   LinStatic               -0.000018  -1.852E-06   -0.006149    0.000270   -0.000020 
          53        PERM   LinStatic               -0.000018  -4.570E-06   -0.001625    0.000610   -0.000014 
          53        NEVE   LinStatic               -0.000012  -3.127E-06   -0.000684    0.000417  -9.905E-06 
          53      VENTOX   LinStatic               -0.000121   2.087E-06    0.000170   -0.000103   2.134E-06 
          53      VENTOY   LinStatic                0.000118    0.001072    0.000157   -0.000138   2.721E-06 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

581/ 799 

 
          53      SISMAX LinRespSpec         Max    0.002092   1.873E-06   4.860E-06   7.616E-07   6.512E-06 
          53      SISMAY LinRespSpec         Max    0.000379    0.002067    0.000034    0.000079   7.728E-07 
          53        TERM   LinStatic                0.001603    0.000749    0.000746   -0.000058   6.450E-06 
          53       COMB1 Combination         Max    0.001567    0.000743   -0.007028    0.000822   -0.000028 
          53       COMB1 Combination         Min    0.001567    0.000743   -0.007028    0.000822   -0.000028 
          53       COMB2 Combination         Max    0.001555    0.000739   -0.007712    0.001239   -0.000038 
          53       COMB2 Combination         Min    0.001555    0.000739   -0.007712    0.001239   -0.000038 
          53       COMB3 Combination         Max    0.001446    0.000745   -0.006858    0.000719   -0.000026 
          53       COMB3 Combination         Min    0.001446    0.000745   -0.006858    0.000719   -0.000026 
          53       COMB4 Combination         Max    0.001685    0.001815   -0.006871    0.000683   -0.000025 
          53       COMB4 Combination         Min    0.001685    0.001815   -0.006871    0.000683   -0.000025 
          53       COMB5 Combination         Max    0.001433    0.000742   -0.007542    0.001136   -0.000036 
          53       COMB5 Combination         Min    0.001433    0.000742   -0.007542    0.001136   -0.000036 
          53       COMB6 Combination         Max    0.001672    0.001812   -0.007555    0.001101   -0.000035 
          53       COMB6 Combination         Min    0.001672    0.001812   -0.007555    0.001101   -0.000035 
          53       COMB7 Combination         Max   -0.001639   -0.000755   -0.008520    0.000938   -0.000041 
          53       COMB7 Combination         Min   -0.001639   -0.000755   -0.008520    0.000938   -0.000041 
          53       COMB8 Combination         Max   -0.001651   -0.000759   -0.009204    0.001355   -0.000051 
          53       COMB8 Combination         Min   -0.001651   -0.000759   -0.009204    0.001355   -0.000051 
          53       COMB9 Combination         Max   -0.001760   -0.000753   -0.008350    0.000835   -0.000039 
          53       COMB9 Combination         Min   -0.001760   -0.000753   -0.008350    0.000835   -0.000039 
          53      COMB10 Combination         Max   -0.001521    0.000317   -0.008363    0.000800   -0.000038 
          53      COMB10 Combination         Min   -0.001521    0.000317   -0.008363    0.000800   -0.000038 
          53      COMB11 Combination         Max   -0.001772   -0.000756   -0.009034    0.001252   -0.000049 
          53      COMB11 Combination         Min   -0.001772   -0.000756   -0.009034    0.001252   -0.000049 
          53      COMB12 Combination         Max   -0.001534    0.000314   -0.009047    0.001217   -0.000048 
          53      COMB12 Combination         Min   -0.001534    0.000314   -0.009047    0.001217   -0.000048 
          53      COMB13 Combination         Max    0.002044  -7.677E-06   -0.008453    0.001298   -0.000038 
          53      COMB13 Combination         Min   -0.002141   -0.000011   -0.008463    0.001296   -0.000051 
          53      COMB14 Combination         Max    0.000331    0.002057   -0.008424    0.001376   -0.000044 
          53      COMB14 Combination         Min   -0.000428   -0.002076   -0.008493    0.001218   -0.000045 
          53         INV Combination         Max    0.002044    0.002057   -0.006858    0.001376   -0.000025 
          53         INV Combination         Min   -0.002141   -0.002076   -0.009204    0.000683   -0.000051 
          54          PP   LinStatic               -0.000018  -6.574E-08   -0.006079    0.000037   -0.000038 
          54        PERM   LinStatic               -0.000018  -9.112E-08   -0.001569    0.000015   -0.000026 
          54        NEVE   LinStatic               -0.000012  -6.235E-08   -0.000646    0.000010   -0.000018 
          54      VENTOX   LinStatic               -0.000121  -9.800E-08    0.000159  -2.698E-06   6.307E-06 
          54      VENTOY   LinStatic                0.000118    0.000988    0.000146   -0.000011   5.553E-06 
          54      SISMAX LinRespSpec         Max    0.002092   1.647E-07    0.000028   4.670E-06    0.000020 
          54      SISMAY LinRespSpec         Max    0.000379    0.001939    0.000034    0.000020   1.411E-06 
          54        TERM   LinStatic                0.001978    0.000750    0.000721   -0.000012    0.000020 
          54       COMB1 Combination         Max    0.001941    0.000750   -0.006927    0.000040   -0.000043 
          54       COMB1 Combination         Min    0.001941    0.000750   -0.006927    0.000040   -0.000043 
          54       COMB2 Combination         Max    0.001929    0.000749   -0.007573    0.000050   -0.000061 
          54       COMB2 Combination         Min    0.001929    0.000749   -0.007573    0.000050   -0.000061 
          54       COMB3 Combination         Max    0.001820    0.000749   -0.006769    0.000037   -0.000037 
          54       COMB3 Combination         Min    0.001820    0.000749   -0.006769    0.000037   -0.000037 
          54       COMB4 Combination         Max    0.002059    0.001738   -0.006781    0.000029   -0.000038 
          54       COMB4 Combination         Min    0.002059    0.001738   -0.006781    0.000029   -0.000038 
          54       COMB5 Combination         Max    0.001808    0.000749   -0.007414    0.000047   -0.000055 
          54       COMB5 Combination         Min    0.001808    0.000749   -0.007414    0.000047   -0.000055 
          54       COMB6 Combination         Max    0.002047    0.001738   -0.007427    0.000039   -0.000056 
          54       COMB6 Combination         Min    0.002047    0.001738   -0.007427    0.000039   -0.000056 
          54       COMB7 Combination         Max   -0.002014   -0.000750   -0.008369    0.000064   -0.000084 
          54       COMB7 Combination         Min   -0.002014   -0.000750   -0.008369    0.000064   -0.000084 
          54       COMB8 Combination         Max   -0.002026   -0.000750   -0.009014    0.000074   -0.000102 
          54       COMB8 Combination         Min   -0.002026   -0.000750   -0.009014    0.000074   -0.000102 
          54       COMB9 Combination         Max   -0.002135   -0.000750   -0.008210    0.000061   -0.000078 
          54       COMB9 Combination         Min   -0.002135   -0.000750   -0.008210    0.000061   -0.000078 
          54      COMB10 Combination         Max   -0.001896    0.000238   -0.008223    0.000053   -0.000079 
          54      COMB10 Combination         Min   -0.001896    0.000238   -0.008223    0.000053   -0.000079 
          54      COMB11 Combination         Max   -0.002147   -0.000750   -0.008856    0.000071   -0.000096 
          54      COMB11 Combination         Min   -0.002147   -0.000750   -0.008856    0.000071   -0.000096 
          54      COMB12 Combination         Max   -0.001908    0.000238   -0.008868    0.000063   -0.000096 
          54      COMB12 Combination         Min   -0.001908    0.000238   -0.008868    0.000063   -0.000096 
          54      COMB13 Combination         Max    0.002044  -5.455E-08   -0.008266    0.000067   -0.000062 
          54      COMB13 Combination         Min   -0.002141  -3.839E-07   -0.008322    0.000057   -0.000101 
          54      COMB14 Combination         Max    0.000331    0.001939   -0.008260    0.000082   -0.000080 
          54      COMB14 Combination         Min   -0.000428   -0.001939   -0.008328    0.000042   -0.000083 
          54         INV Combination         Max    0.002059    0.001939   -0.006769    0.000082   -0.000037 
          54         INV Combination         Min   -0.002147   -0.001939   -0.009014    0.000029   -0.000102 
          ~1          PP   LinStatic                0.000000   1.763E-10   -0.006174    0.000000  -5.677E-06 
          ~1        PERM   LinStatic                0.000000   1.127E-09   -0.001686    0.000000  -1.503E-06 
          ~1        NEVE   LinStatic                0.000000   7.714E-10   -0.000726    0.000000  -1.028E-06 
          ~1      VENTOX   LinStatic                0.000000  -1.906E-10    0.000178    0.000000   2.057E-07 
          ~1      VENTOY   LinStatic                0.000000   6.854E-09    0.000201    0.000000   3.632E-07 
          ~1      SISMAX LinRespSpec         Max   2.539E-08   1.839E-08    0.000019    0.000000   8.082E-07 
          ~1      SISMAY LinRespSpec         Max   2.771E-09   1.925E-07    0.000071    0.000000   2.876E-07 
          ~1        TERM   LinStatic                0.000000   1.406E-10  -6.402E-06    0.000000  -7.839E-07 
          ~1       COMB1 Combination         Max    0.000000   1.444E-09   -0.007866    0.000000  -7.965E-06 
          ~1       COMB1 Combination         Min    0.000000   1.444E-09   -0.007866    0.000000  -7.965E-06 
          ~1       COMB2 Combination         Max    0.000000   2.216E-09   -0.008592    0.000000  -8.992E-06 
          ~1       COMB2 Combination         Min    0.000000   2.216E-09   -0.008592    0.000000  -8.992E-06 
          ~1       COMB3 Combination         Max    0.000000   1.254E-09   -0.007689    0.000000  -7.759E-06 
          ~1       COMB3 Combination         Min    0.000000   1.254E-09   -0.007689    0.000000  -7.759E-06 
          ~1       COMB4 Combination         Max    0.000000   8.298E-09   -0.007665    0.000000  -7.601E-06 
          ~1       COMB4 Combination         Min    0.000000   8.298E-09   -0.007665    0.000000  -7.601E-06 
          ~1       COMB5 Combination         Max    0.000000   2.025E-09   -0.008414    0.000000  -8.787E-06 
          ~1       COMB5 Combination         Min    0.000000   2.025E-09   -0.008414    0.000000  -8.787E-06 
          ~1       COMB6 Combination         Max    0.000000   9.069E-09   -0.008391    0.000000  -8.629E-06 
          ~1       COMB6 Combination         Min    0.000000   9.069E-09   -0.008391    0.000000  -8.629E-06 
          ~1       COMB7 Combination         Max    0.000000   1.163E-09   -0.007853    0.000000  -6.397E-06 
          ~1       COMB7 Combination         Min    0.000000   1.163E-09   -0.007853    0.000000  -6.397E-06 
          ~1       COMB8 Combination         Max    0.000000   1.934E-09   -0.008579    0.000000  -7.425E-06 
          ~1       COMB8 Combination         Min    0.000000   1.934E-09   -0.008579    0.000000  -7.425E-06 
          ~1       COMB9 Combination         Max    0.000000   9.725E-10   -0.007676    0.000000  -6.191E-06 
          ~1       COMB9 Combination         Min    0.000000   9.725E-10   -0.007676    0.000000  -6.191E-06 
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          ~1      COMB10 Combination         Max    0.000000   8.017E-09   -0.007652    0.000000  -6.034E-06 
          ~1      COMB10 Combination         Min    0.000000   8.017E-09   -0.007652    0.000000  -6.034E-06 
          ~1      COMB11 Combination         Max    0.000000   1.744E-09   -0.008402    0.000000  -7.219E-06 
          ~1      COMB11 Combination         Min    0.000000   1.744E-09   -0.008402    0.000000  -7.219E-06 
          ~1      COMB12 Combination         Max    0.000000   8.788E-09   -0.008378    0.000000  -7.061E-06 
          ~1      COMB12 Combination         Min    0.000000   8.788E-09   -0.008378    0.000000  -7.061E-06 
          ~1      COMB13 Combination         Max   2.539E-08   2.047E-08   -0.008566    0.000000  -7.400E-06 
          ~1      COMB13 Combination         Min  -2.539E-08  -1.632E-08   -0.008605    0.000000  -9.017E-06 
          ~1      COMB14 Combination         Max   2.771E-09   1.945E-07   -0.008515    0.000000  -7.921E-06 
          ~1      COMB14 Combination         Min  -2.771E-09  -1.904E-07   -0.008657    0.000000  -8.496E-06 
          ~1         INV Combination         Max   2.539E-08   1.945E-07   -0.007652    0.000000  -6.034E-06 
          ~1         INV Combination         Min  -2.539E-08  -1.904E-07   -0.008657    0.000000  -9.017E-06 
          ~2          PP   LinStatic                0.000000   2.164E-10   -0.006166    0.000000  -7.978E-06 
          ~2        PERM   LinStatic                0.000000   1.376E-09   -0.001684    0.000000  -2.124E-06 
          ~2        NEVE   LinStatic                0.000000   9.416E-10   -0.000725    0.000000  -1.453E-06 
          ~2      VENTOX   LinStatic                0.000000  -2.326E-10    0.000177    0.000000   2.817E-07 
          ~2      VENTOY   LinStatic                0.000000   8.233E-09    0.000201    0.000000   5.289E-07 
          ~2      SISMAX LinRespSpec         Max   4.121E-08   2.905E-08    0.000018    0.000000   1.297E-06 
          ~2      SISMAY LinRespSpec         Max   4.497E-09   2.955E-07    0.000071    0.000000   4.445E-07 
          ~2        TERM   LinStatic                0.000000   1.726E-10  -5.425E-06    0.000000  -1.261E-06 
          ~2       COMB1 Combination         Max    0.000000   1.765E-09   -0.007856    0.000000   -0.000011 
          ~2       COMB1 Combination         Min    0.000000   1.765E-09   -0.007856    0.000000   -0.000011 
          ~2       COMB2 Combination         Max    0.000000   2.707E-09   -0.008580    0.000000   -0.000013 
          ~2       COMB2 Combination         Min    0.000000   2.707E-09   -0.008580    0.000000   -0.000013 
          ~2       COMB3 Combination         Max    0.000000   1.533E-09   -0.007678    0.000000   -0.000011 
          ~2       COMB3 Combination         Min    0.000000   1.533E-09   -0.007678    0.000000   -0.000011 
          ~2       COMB4 Combination         Max    0.000000   9.998E-09   -0.007655    0.000000   -0.000011 
          ~2       COMB4 Combination         Min    0.000000   9.998E-09   -0.007655    0.000000   -0.000011 
          ~2       COMB5 Combination         Max    0.000000   2.474E-09   -0.008403    0.000000   -0.000013 
          ~2       COMB5 Combination         Min    0.000000   2.474E-09   -0.008403    0.000000   -0.000013 
          ~2       COMB6 Combination         Max    0.000000   1.094E-08   -0.008380    0.000000   -0.000012 
          ~2       COMB6 Combination         Min    0.000000   1.094E-08   -0.008380    0.000000   -0.000012 
          ~2       COMB7 Combination         Max    0.000000   1.420E-09   -0.007845    0.000000  -8.840E-06 
          ~2       COMB7 Combination         Min    0.000000   1.420E-09   -0.007845    0.000000  -8.840E-06 
          ~2       COMB8 Combination         Max    0.000000   2.362E-09   -0.008570    0.000000   -0.000010 
          ~2       COMB8 Combination         Min    0.000000   2.362E-09   -0.008570    0.000000   -0.000010 
          ~2       COMB9 Combination         Max    0.000000   1.188E-09   -0.007668    0.000000  -8.558E-06 
          ~2       COMB9 Combination         Min    0.000000   1.188E-09   -0.007668    0.000000  -8.558E-06 
          ~2      COMB10 Combination         Max    0.000000   9.653E-09   -0.007644    0.000000  -8.311E-06 
          ~2      COMB10 Combination         Min    0.000000   9.653E-09   -0.007644    0.000000  -8.311E-06 
          ~2      COMB11 Combination         Max    0.000000   2.129E-09   -0.008392    0.000000   -0.000010 
          ~2      COMB11 Combination         Min    0.000000   2.129E-09   -0.008392    0.000000   -0.000010 
          ~2      COMB12 Combination         Max    0.000000   1.059E-08   -0.008369    0.000000  -9.764E-06 
          ~2      COMB12 Combination         Min    0.000000   1.059E-08   -0.008369    0.000000  -9.764E-06 
          ~2      COMB13 Combination         Max   4.121E-08   3.158E-08   -0.008557    0.000000   -0.000010 
          ~2      COMB13 Combination         Min  -4.121E-08  -2.651E-08   -0.008593    0.000000   -0.000013 
          ~2      COMB14 Combination         Max   4.497E-09   2.980E-07   -0.008504    0.000000   -0.000011 
          ~2      COMB14 Combination         Min  -4.497E-09  -2.929E-07   -0.008646    0.000000   -0.000012 
          ~2         INV Combination         Max   4.121E-08   2.980E-07   -0.007644    0.000000  -8.311E-06 
          ~2         INV Combination         Min  -4.121E-08  -2.929E-07   -0.008646    0.000000   -0.000013 
          ~3          PP   LinStatic                0.000000   1.686E-10   -0.006160    0.000000  -6.815E-06 
          ~3        PERM   LinStatic                0.000000   1.063E-09   -0.001682    0.000000  -1.827E-06 
          ~3        NEVE   LinStatic                0.000000   7.275E-10   -0.000723    0.000000  -1.250E-06 
          ~3      VENTOX   LinStatic                0.000000  -1.796E-10    0.000177    0.000000   2.322E-07 
          ~3      VENTOY   LinStatic                0.000000   6.198E-09    0.000200    0.000000   4.729E-07 
          ~3      SISMAX LinRespSpec         Max   4.121E-08   2.701E-08    0.000017    0.000000   1.293E-06 
          ~3      SISMAY LinRespSpec         Max   4.497E-09   2.637E-07    0.000070    0.000000   4.259E-07 
          ~3        TERM   LinStatic                0.000000   1.345E-10  -4.332E-06    0.000000  -1.260E-06 
          ~3       COMB1 Combination         Max    0.000000   1.366E-09   -0.007847    0.000000  -9.902E-06 
          ~3       COMB1 Combination         Min    0.000000   1.366E-09   -0.007847    0.000000  -9.902E-06 
          ~3       COMB2 Combination         Max    0.000000   2.094E-09   -0.008570    0.000000   -0.000011 
          ~3       COMB2 Combination         Min    0.000000   2.094E-09   -0.008570    0.000000   -0.000011 
          ~3       COMB3 Combination         Max    0.000000   1.187E-09   -0.007669    0.000000  -9.670E-06 
          ~3       COMB3 Combination         Min    0.000000   1.187E-09   -0.007669    0.000000  -9.670E-06 
          ~3       COMB4 Combination         Max    0.000000   7.564E-09   -0.007646    0.000000  -9.429E-06 
          ~3       COMB4 Combination         Min    0.000000   7.564E-09   -0.007646    0.000000  -9.429E-06 
          ~3       COMB5 Combination         Max    0.000000   1.914E-09   -0.008393    0.000000   -0.000011 
          ~3       COMB5 Combination         Min    0.000000   1.914E-09   -0.008393    0.000000   -0.000011 
          ~3       COMB6 Combination         Max    0.000000   8.292E-09   -0.008370    0.000000   -0.000011 
          ~3       COMB6 Combination         Min    0.000000   8.292E-09   -0.008370    0.000000   -0.000011 
          ~3       COMB7 Combination         Max    0.000000   1.097E-09   -0.007838    0.000000  -7.382E-06 
          ~3       COMB7 Combination         Min    0.000000   1.097E-09   -0.007838    0.000000  -7.382E-06 
          ~3       COMB8 Combination         Max    0.000000   1.825E-09   -0.008561    0.000000  -8.632E-06 
          ~3       COMB8 Combination         Min    0.000000   1.825E-09   -0.008561    0.000000  -8.632E-06 
          ~3       COMB9 Combination         Max    0.000000   9.178E-10   -0.007661    0.000000  -7.150E-06 
          ~3       COMB9 Combination         Min    0.000000   9.178E-10   -0.007661    0.000000  -7.150E-06 
          ~3      COMB10 Combination         Max    0.000000   7.295E-09   -0.007638    0.000000  -6.909E-06 
          ~3      COMB10 Combination         Min    0.000000   7.295E-09   -0.007638    0.000000  -6.909E-06 
          ~3      COMB11 Combination         Max    0.000000   1.645E-09   -0.008384    0.000000  -8.400E-06 
          ~3      COMB11 Combination         Min    0.000000   1.645E-09   -0.008384    0.000000  -8.400E-06 
          ~3      COMB12 Combination         Max    0.000000   8.023E-09   -0.008361    0.000000  -8.160E-06 
          ~3      COMB12 Combination         Min    0.000000   8.023E-09   -0.008361    0.000000  -8.160E-06 
          ~3      COMB13 Combination         Max   4.121E-08   2.897E-08   -0.008549    0.000000  -8.600E-06 
          ~3      COMB13 Combination         Min  -4.121E-08  -2.505E-08   -0.008583    0.000000   -0.000011 
          ~3      COMB14 Combination         Max   4.497E-09   2.657E-07   -0.008495    0.000000  -9.467E-06 
          ~3      COMB14 Combination         Min  -4.497E-09  -2.618E-07   -0.008636    0.000000   -0.000010 
          ~3         INV Combination         Max   4.121E-08   2.657E-07   -0.007638    0.000000  -6.909E-06 
          ~3         INV Combination         Min  -4.121E-08  -2.618E-07   -0.008636    0.000000   -0.000011 
          ~4          PP   LinStatic                0.000000   7.991E-11   -0.006156    0.000000  -3.505E-06 
          ~4        PERM   LinStatic                0.000000   4.959E-10   -0.001681    0.000000  -9.494E-07 
          ~4        NEVE   LinStatic                0.000000   3.393E-10   -0.000723    0.000000  -6.502E-07 
          ~4      VENTOX   LinStatic                0.000000  -8.372E-11    0.000177    0.000000   1.133E-07 
          ~4      VENTOY   LinStatic                0.000000   2.749E-09    0.000200    0.000000   2.587E-07 
          ~4      SISMAX LinRespSpec         Max   2.539E-08   1.466E-08    0.000016    0.000000   7.995E-07 
          ~4      SISMAY LinRespSpec         Max   2.771E-09   1.366E-07    0.000070    0.000000   2.528E-07 
          ~4        TERM   LinStatic                0.000000   6.370E-11  -3.359E-06    0.000000  -7.814E-07 
          ~4       COMB1 Combination         Max    0.000000   6.395E-10   -0.007841    0.000000  -5.236E-06 
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          ~4       COMB1 Combination         Min    0.000000   6.395E-10   -0.007841    0.000000  -5.236E-06 
          ~4       COMB2 Combination         Max    0.000000   9.788E-10   -0.008563    0.000000  -5.886E-06 
          ~4       COMB2 Combination         Min    0.000000   9.788E-10   -0.008563    0.000000  -5.886E-06 
          ~4       COMB3 Combination         Max    0.000000   5.558E-10   -0.007663    0.000000  -5.122E-06 
          ~4       COMB3 Combination         Min    0.000000   5.558E-10   -0.007663    0.000000  -5.122E-06 
          ~4       COMB4 Combination         Max    0.000000   3.388E-09   -0.007641    0.000000  -4.977E-06 
          ~4       COMB4 Combination         Min    0.000000   3.388E-09   -0.007641    0.000000  -4.977E-06 
          ~4       COMB5 Combination         Max    0.000000   8.950E-10   -0.008386    0.000000  -5.773E-06 
          ~4       COMB5 Combination         Min    0.000000   8.950E-10   -0.008386    0.000000  -5.773E-06 
          ~4       COMB6 Combination         Max    0.000000   3.728E-09   -0.008363    0.000000  -5.627E-06 
          ~4       COMB6 Combination         Min    0.000000   3.728E-09   -0.008363    0.000000  -5.627E-06 
          ~4       COMB7 Combination         Max    0.000000   5.121E-10   -0.007834    0.000000  -3.673E-06 
          ~4       COMB7 Combination         Min    0.000000   5.121E-10   -0.007834    0.000000  -3.673E-06 
          ~4       COMB8 Combination         Max    0.000000   8.514E-10   -0.008557    0.000000  -4.323E-06 
          ~4       COMB8 Combination         Min    0.000000   8.514E-10   -0.008557    0.000000  -4.323E-06 
          ~4       COMB9 Combination         Max    0.000000   4.284E-10   -0.007657    0.000000  -3.560E-06 
          ~4       COMB9 Combination         Min    0.000000   4.284E-10   -0.007657    0.000000  -3.560E-06 
          ~4      COMB10 Combination         Max    0.000000   3.261E-09   -0.007634    0.000000  -3.414E-06 
          ~4      COMB10 Combination         Min    0.000000   3.261E-09   -0.007634    0.000000  -3.414E-06 
          ~4      COMB11 Combination         Max    0.000000   7.676E-10   -0.008379    0.000000  -4.210E-06 
          ~4      COMB11 Combination         Min    0.000000   7.676E-10   -0.008379    0.000000  -4.210E-06 
          ~4      COMB12 Combination         Max    0.000000   3.600E-09   -0.008357    0.000000  -4.065E-06 
          ~4      COMB12 Combination         Min    0.000000   3.600E-09   -0.008357    0.000000  -4.065E-06 
          ~4      COMB13 Combination         Max   2.539E-08   1.558E-08   -0.008544    0.000000  -4.305E-06 
          ~4      COMB13 Combination         Min  -2.539E-08  -1.375E-08   -0.008576    0.000000  -5.904E-06 
          ~4      COMB14 Combination         Max   2.771E-09   1.375E-07   -0.008490    0.000000  -4.852E-06 
          ~4      COMB14 Combination         Min  -2.771E-09  -1.357E-07   -0.008630    0.000000  -5.357E-06 
          ~4         INV Combination         Max   2.539E-08   1.375E-07   -0.007634    0.000000  -3.414E-06 
          ~4         INV Combination         Min  -2.539E-08  -1.357E-07   -0.008630    0.000000  -5.904E-06 
          ~5          PP   LinStatic                0.000000  -3.473E-11   -0.006152    0.000000  -2.014E-06 
          ~5        PERM   LinStatic                0.000000  -2.644E-10   -0.001680    0.000000  -3.738E-07 
          ~5        NEVE   LinStatic                0.000000  -1.809E-10   -0.000722    0.000000  -2.551E-07 
          ~5      VENTOX   LinStatic                0.000000   4.445E-11    0.000177    0.000000   2.324E-08 
          ~5      VENTOY   LinStatic                0.000000  -1.092E-09    0.000200    0.000000   1.823E-07 
          ~5      SISMAX LinRespSpec         Max   2.574E-08   1.282E-08    0.000015    0.000000   6.769E-07 
          ~5      SISMAY LinRespSpec         Max   2.182E-09   1.735E-07    0.000070    0.000000   3.207E-07 
          ~5        TERM   LinStatic                0.000000  -2.790E-11  -2.391E-06    0.000000  -5.831E-07 
          ~5       COMB1 Combination         Max    0.000000  -3.271E-10   -0.007835    0.000000  -2.971E-06 
          ~5       COMB1 Combination         Min    0.000000  -3.271E-10   -0.007835    0.000000  -2.971E-06 
          ~5       COMB2 Combination         Max    0.000000  -5.080E-10   -0.008557    0.000000  -3.226E-06 
          ~5       COMB2 Combination         Min    0.000000  -5.080E-10   -0.008557    0.000000  -3.226E-06 
          ~5       COMB3 Combination         Max    0.000000  -2.826E-10   -0.007658    0.000000  -2.947E-06 
          ~5       COMB3 Combination         Min    0.000000  -2.826E-10   -0.007658    0.000000  -2.947E-06 
          ~5       COMB4 Combination         Max    0.000000  -1.419E-09   -0.007635    0.000000  -2.788E-06 
          ~5       COMB4 Combination         Min    0.000000  -1.419E-09   -0.007635    0.000000  -2.788E-06 
          ~5       COMB5 Combination         Max    0.000000  -4.635E-10   -0.008380    0.000000  -3.202E-06 
          ~5       COMB5 Combination         Min    0.000000  -4.635E-10   -0.008380    0.000000  -3.202E-06 
          ~5       COMB6 Combination         Max    0.000000  -1.600E-09   -0.008357    0.000000  -3.043E-06 
          ~5       COMB6 Combination         Min    0.000000  -1.600E-09   -0.008357    0.000000  -3.043E-06 
          ~5       COMB7 Combination         Max    0.000000  -2.712E-10   -0.007830    0.000000  -1.804E-06 
          ~5       COMB7 Combination         Min    0.000000  -2.712E-10   -0.007830    0.000000  -1.804E-06 
          ~5       COMB8 Combination         Max    0.000000  -4.522E-10   -0.008552    0.000000  -2.059E-06 
          ~5       COMB8 Combination         Min    0.000000  -4.522E-10   -0.008552    0.000000  -2.059E-06 
          ~5       COMB9 Combination         Max    0.000000  -2.268E-10   -0.007653    0.000000  -1.781E-06 
          ~5       COMB9 Combination         Min    0.000000  -2.268E-10   -0.007653    0.000000  -1.781E-06 
          ~5      COMB10 Combination         Max    0.000000  -1.363E-09   -0.007630    0.000000  -1.622E-06 
          ~5      COMB10 Combination         Min    0.000000  -1.363E-09   -0.007630    0.000000  -1.622E-06 
          ~5      COMB11 Combination         Max    0.000000  -4.077E-10   -0.008375    0.000000  -2.036E-06 
          ~5      COMB11 Combination         Min    0.000000  -4.077E-10   -0.008375    0.000000  -2.036E-06 
          ~5      COMB12 Combination         Max    0.000000  -1.544E-09   -0.008352    0.000000  -1.877E-06 
          ~5      COMB12 Combination         Min    0.000000  -1.544E-09   -0.008352    0.000000  -1.877E-06 
          ~5      COMB13 Combination         Max   2.574E-08   1.234E-08   -0.008539    0.000000  -1.966E-06 
          ~5      COMB13 Combination         Min  -2.574E-08  -1.330E-08   -0.008570    0.000000  -3.320E-06 
          ~5      COMB14 Combination         Max   2.182E-09   1.730E-07   -0.008485    0.000000  -2.322E-06 
          ~5      COMB14 Combination         Min  -2.182E-09  -1.740E-07   -0.008624    0.000000  -2.963E-06 
          ~5         INV Combination         Max   2.574E-08   1.730E-07   -0.007630    0.000000  -1.622E-06 
          ~5         INV Combination         Min  -2.574E-08  -1.740E-07   -0.008624    0.000000  -3.320E-06 
          ~6          PP   LinStatic                0.000000  -4.341E-11   -0.006149    0.000000  -2.079E-06 
          ~6        PERM   LinStatic                0.000000  -4.218E-10   -0.001680    0.000000  -3.053E-07 
          ~6        NEVE   LinStatic                0.000000  -2.886E-10   -0.000722    0.000000  -2.087E-07 
          ~6      VENTOX   LinStatic                0.000000   7.077E-11    0.000177    0.000000  -1.218E-08 
          ~6      VENTOY   LinStatic                0.000000  -1.605E-09    0.000199    0.000000   2.378E-07 
          ~6      SISMAX LinRespSpec         Max   4.178E-08   2.193E-08    0.000014    0.000000   1.087E-06 
          ~6      SISMAY LinRespSpec         Max   3.541E-09   3.096E-07    0.000069    0.000000   4.985E-07 
          ~6        TERM   LinStatic                0.000000  -3.526E-11  -1.665E-06    0.000000  -9.390E-07 
          ~6       COMB1 Combination         Max    0.000000  -5.004E-10   -0.007831    0.000000  -3.324E-06 
          ~6       COMB1 Combination         Min    0.000000  -5.004E-10   -0.007831    0.000000  -3.324E-06 
          ~6       COMB2 Combination         Max    0.000000  -7.890E-10   -0.008552    0.000000  -3.533E-06 
          ~6       COMB2 Combination         Min    0.000000  -7.890E-10   -0.008552    0.000000  -3.533E-06 
          ~6       COMB3 Combination         Max    0.000000  -4.297E-10   -0.007654    0.000000  -3.336E-06 
          ~6       COMB3 Combination         Min    0.000000  -4.297E-10   -0.007654    0.000000  -3.336E-06 
          ~6       COMB4 Combination         Max    0.000000  -2.106E-09   -0.007631    0.000000  -3.086E-06 
          ~6       COMB4 Combination         Min    0.000000  -2.106E-09   -0.007631    0.000000  -3.086E-06 
          ~6       COMB5 Combination         Max    0.000000  -7.182E-10   -0.008375    0.000000  -3.545E-06 
          ~6       COMB5 Combination         Min    0.000000  -7.182E-10   -0.008375    0.000000  -3.545E-06 
          ~6       COMB6 Combination         Max    0.000000  -2.394E-09   -0.008353    0.000000  -3.295E-06 
          ~6       COMB6 Combination         Min    0.000000  -2.394E-09   -0.008353    0.000000  -3.295E-06 
          ~6       COMB7 Combination         Max    0.000000  -4.299E-10   -0.007827    0.000000  -1.446E-06 
          ~6       COMB7 Combination         Min    0.000000  -4.299E-10   -0.007827    0.000000  -1.446E-06 
          ~6       COMB8 Combination         Max    0.000000  -7.185E-10   -0.008549    0.000000  -1.655E-06 
          ~6       COMB8 Combination         Min    0.000000  -7.185E-10   -0.008549    0.000000  -1.655E-06 
          ~6       COMB9 Combination         Max    0.000000  -3.591E-10   -0.007650    0.000000  -1.458E-06 
          ~6       COMB9 Combination         Min    0.000000  -3.591E-10   -0.007650    0.000000  -1.458E-06 
          ~6      COMB10 Combination         Max    0.000000  -2.035E-09   -0.007628    0.000000  -1.208E-06 
          ~6      COMB10 Combination         Min    0.000000  -2.035E-09   -0.007628    0.000000  -1.208E-06 
          ~6      COMB11 Combination         Max    0.000000  -6.477E-10   -0.008372    0.000000  -1.667E-06 
          ~6      COMB11 Combination         Min    0.000000  -6.477E-10   -0.008372    0.000000  -1.667E-06 
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          ~6      COMB12 Combination         Max    0.000000  -2.324E-09   -0.008350    0.000000  -1.417E-06 
          ~6      COMB12 Combination         Min    0.000000  -2.324E-09   -0.008350    0.000000  -1.417E-06 
          ~6      COMB13 Combination         Max   4.178E-08   2.117E-08   -0.008536    0.000000  -1.507E-06 
          ~6      COMB13 Combination         Min  -4.178E-08  -2.268E-08   -0.008565    0.000000  -3.680E-06 
          ~6      COMB14 Combination         Max   3.541E-09   3.089E-07   -0.008481    0.000000  -2.095E-06 
          ~6      COMB14 Combination         Min  -3.541E-09  -3.104E-07   -0.008620    0.000000  -3.092E-06 
          ~6         INV Combination         Max   4.178E-08   3.089E-07   -0.007628    0.000000  -1.208E-06 
          ~6         INV Combination         Min  -4.178E-08  -3.104E-07   -0.008620    0.000000  -3.680E-06 
          ~7          PP   LinStatic                0.000000  -3.477E-11   -0.006148    0.000000  -9.206E-07 
          ~7        PERM   LinStatic                0.000000  -4.458E-10   -0.001680    0.000000  -9.959E-09 
          ~7        NEVE   LinStatic                0.000000  -3.050E-10   -0.000722    0.000000  -7.029E-09 
          ~7      VENTOX   LinStatic                0.000000   7.469E-11    0.000177    0.000000  -6.163E-08 
          ~7      VENTOY   LinStatic                0.000000  -1.570E-09    0.000199    0.000000   1.821E-07 
          ~7      SISMAX LinRespSpec         Max   4.178E-08   2.162E-08    0.000013    0.000000   1.083E-06 
          ~7      SISMAY LinRespSpec         Max   3.541E-09   2.937E-07    0.000069    0.000000   4.804E-07 
          ~7        TERM   LinStatic                0.000000  -2.869E-11  -8.509E-07    0.000000  -9.387E-07 
          ~7       COMB1 Combination         Max    0.000000  -5.092E-10   -0.007828    0.000000  -1.869E-06 
          ~7       COMB1 Combination         Min    0.000000  -5.092E-10   -0.007828    0.000000  -1.869E-06 
          ~7       COMB2 Combination         Max    0.000000  -8.142E-10   -0.008550    0.000000  -1.876E-06 
          ~7       COMB2 Combination         Min    0.000000  -8.142E-10   -0.008550    0.000000  -1.876E-06 
          ~7       COMB3 Combination         Max    0.000000  -4.345E-10   -0.007651    0.000000  -1.931E-06 
          ~7       COMB3 Combination         Min    0.000000  -4.345E-10   -0.007651    0.000000  -1.931E-06 
          ~7       COMB4 Combination         Max    0.000000  -2.079E-09   -0.007629    0.000000  -1.687E-06 
          ~7       COMB4 Combination         Min    0.000000  -2.079E-09   -0.007629    0.000000  -1.687E-06 
          ~7       COMB5 Combination         Max    0.000000  -7.395E-10   -0.008373    0.000000  -1.938E-06 
          ~7       COMB5 Combination         Min    0.000000  -7.395E-10   -0.008373    0.000000  -1.938E-06 
          ~7       COMB6 Combination         Max    0.000000  -2.384E-09   -0.008351    0.000000  -1.694E-06 
          ~7       COMB6 Combination         Min    0.000000  -2.384E-09   -0.008351    0.000000  -1.694E-06 
          ~7       COMB7 Combination         Max    0.000000  -4.519E-10   -0.007827    0.000000   8.047E-09 
          ~7       COMB7 Combination         Min    0.000000  -4.519E-10   -0.007827    0.000000   8.047E-09 
          ~7       COMB8 Combination         Max    0.000000  -7.568E-10   -0.008548    0.000000   1.018E-09 
          ~7       COMB8 Combination         Min    0.000000  -7.568E-10   -0.008548    0.000000   1.018E-09 
          ~7       COMB9 Combination         Max    0.000000  -3.772E-10   -0.007650    0.000000  -5.358E-08 
          ~7       COMB9 Combination         Min    0.000000  -3.772E-10   -0.007650    0.000000  -5.358E-08 
          ~7      COMB10 Combination         Max    0.000000  -2.022E-09   -0.007627    0.000000   1.901E-07 
          ~7      COMB10 Combination         Min    0.000000  -2.022E-09   -0.007627    0.000000   1.901E-07 
          ~7      COMB11 Combination         Max    0.000000  -6.822E-10   -0.008371    0.000000  -6.061E-08 
          ~7      COMB11 Combination         Min    0.000000  -6.822E-10   -0.008371    0.000000  -6.061E-08 
          ~7      COMB12 Combination         Max    0.000000  -2.327E-09   -0.008349    0.000000   1.831E-07 
          ~7      COMB12 Combination         Min    0.000000  -2.327E-09   -0.008349    0.000000   1.831E-07 
          ~7      COMB13 Combination         Max   4.178E-08   2.084E-08   -0.008536    0.000000   1.456E-07 
          ~7      COMB13 Combination         Min  -4.178E-08  -2.241E-08   -0.008562    0.000000  -2.021E-06 
          ~7      COMB14 Combination         Max   3.541E-09   2.929E-07   -0.008480    0.000000  -4.572E-07 
          ~7      COMB14 Combination         Min  -3.541E-09  -2.945E-07   -0.008618    0.000000  -1.418E-06 
          ~7         INV Combination         Max   4.178E-08   2.929E-07   -0.007627    0.000000   1.901E-07 
          ~7         INV Combination         Min  -4.178E-08  -2.945E-07   -0.008618    0.000000  -2.021E-06 
          ~8          PP   LinStatic                0.000000  -1.730E-11   -0.006148    0.000000   1.513E-07 
          ~8        PERM   LinStatic                0.000000  -3.128E-10   -0.001680    0.000000   1.781E-07 
          ~8        NEVE   LinStatic                0.000000  -2.140E-10   -0.000722    0.000000   1.212E-07 
          ~8      VENTOX   LinStatic                0.000000   5.234E-11    0.000177    0.000000  -6.905E-08 
          ~8      VENTOY   LinStatic                0.000000  -1.021E-09    0.000199    0.000000   7.835E-08 
          ~8      SISMAX LinRespSpec         Max   2.574E-08   1.226E-08    0.000013    0.000000   6.701E-07 
          ~8      SISMAY LinRespSpec         Max   2.182E-09   1.453E-07    0.000068    0.000000   2.870E-07 
          ~8        TERM   LinStatic                0.000000  -1.465E-11  -1.259E-07    0.000000  -5.824E-07 
          ~8       COMB1 Combination         Max    0.000000  -3.448E-10   -0.007828    0.000000  -2.530E-07 
          ~8       COMB1 Combination         Min    0.000000  -3.448E-10   -0.007828    0.000000  -2.530E-07 
          ~8       COMB2 Combination         Max    0.000000  -5.588E-10   -0.008550    0.000000  -1.318E-07 
          ~8       COMB2 Combination         Min    0.000000  -5.588E-10   -0.008550    0.000000  -1.318E-07 
          ~8       COMB3 Combination         Max    0.000000  -2.924E-10   -0.007651    0.000000  -3.221E-07 
          ~8       COMB3 Combination         Min    0.000000  -2.924E-10   -0.007651    0.000000  -3.221E-07 
          ~8       COMB4 Combination         Max    0.000000  -1.366E-09   -0.007629    0.000000  -1.747E-07 
          ~8       COMB4 Combination         Min    0.000000  -1.366E-09   -0.007629    0.000000  -1.747E-07 
          ~8       COMB5 Combination         Max    0.000000  -5.065E-10   -0.008373    0.000000  -2.009E-07 
          ~8       COMB5 Combination         Min    0.000000  -5.065E-10   -0.008373    0.000000  -2.009E-07 
          ~8       COMB6 Combination         Max    0.000000  -1.580E-09   -0.008351    0.000000  -5.347E-08 
          ~8       COMB6 Combination         Min    0.000000  -1.580E-09   -0.008351    0.000000  -5.347E-08 
          ~8       COMB7 Combination         Max    0.000000  -3.155E-10   -0.007828    0.000000   9.119E-07 
          ~8       COMB7 Combination         Min    0.000000  -3.155E-10   -0.007828    0.000000   9.119E-07 
          ~8       COMB8 Combination         Max    0.000000  -5.295E-10   -0.008550    0.000000   1.033E-06 
          ~8       COMB8 Combination         Min    0.000000  -5.295E-10   -0.008550    0.000000   1.033E-06 
          ~8       COMB9 Combination         Max    0.000000  -2.632E-10   -0.007651    0.000000   8.428E-07 
          ~8       COMB9 Combination         Min    0.000000  -2.632E-10   -0.007651    0.000000   8.428E-07 
          ~8      COMB10 Combination         Max    0.000000  -1.337E-09   -0.007629    0.000000   9.902E-07 
          ~8      COMB10 Combination         Min    0.000000  -1.337E-09   -0.007629    0.000000   9.902E-07 
          ~8      COMB11 Combination         Max    0.000000  -4.772E-10   -0.008373    0.000000   9.640E-07 
          ~8      COMB11 Combination         Min    0.000000  -4.772E-10   -0.008373    0.000000   9.640E-07 
          ~8      COMB12 Combination         Max    0.000000  -1.551E-09   -0.008351    0.000000   1.111E-06 
          ~8      COMB12 Combination         Min    0.000000  -1.551E-09   -0.008351    0.000000   1.111E-06 
          ~8      COMB13 Combination         Max   2.574E-08   1.172E-08   -0.008538    0.000000   1.121E-06 
          ~8      COMB13 Combination         Min  -2.574E-08  -1.281E-08   -0.008563    0.000000  -2.195E-07 
          ~8      COMB14 Combination         Max   2.182E-09   1.448E-07   -0.008482    0.000000   7.376E-07 
          ~8      COMB14 Combination         Min  -2.182E-09  -1.458E-07   -0.008619    0.000000   1.637E-07 
          ~8         INV Combination         Max   2.574E-08   1.448E-07   -0.007629    0.000000   1.121E-06 
          ~8         INV Combination         Min  -2.574E-08  -1.458E-07   -0.008619    0.000000  -3.221E-07 
          ~9          PP   LinStatic                0.000000   8.929E-12   -0.006145    0.000000  -5.699E-06 
          ~9        PERM   LinStatic                0.000000   2.711E-10   -0.001679    0.000000  -1.541E-06 
          ~9        NEVE   LinStatic                0.000000   1.855E-10   -0.000721    0.000000  -1.054E-06 
          ~9      VENTOX   LinStatic                0.000000  -4.516E-11    0.000177    0.000000   2.289E-07 
          ~9      VENTOY   LinStatic                0.000000   6.652E-10    0.000199    0.000000   4.375E-07 
          ~9      SISMAX LinRespSpec         Max   2.506E-08   1.466E-08    0.000012    0.000000   5.257E-07 
          ~9      SISMAY LinRespSpec         Max   1.027E-09   1.617E-07    0.000068    0.000000   5.383E-07 
          ~9        TERM   LinStatic                0.000000   8.073E-12   5.183E-07    0.000000  -3.255E-07 
          ~9       COMB1 Combination         Max    0.000000   2.881E-10   -0.007823    0.000000  -7.566E-06 
          ~9       COMB1 Combination         Min    0.000000   2.881E-10   -0.007823    0.000000  -7.566E-06 
          ~9       COMB2 Combination         Max    0.000000   4.735E-10   -0.008544    0.000000  -8.620E-06 
          ~9       COMB2 Combination         Min    0.000000   4.735E-10   -0.008544    0.000000  -8.620E-06 
          ~9       COMB3 Combination         Max    0.000000   2.429E-10   -0.007646    0.000000  -7.337E-06 
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          ~9       COMB3 Combination         Min    0.000000   2.429E-10   -0.007646    0.000000  -7.337E-06 
          ~9       COMB4 Combination         Max    0.000000   9.533E-10   -0.007624    0.000000  -7.128E-06 
          ~9       COMB4 Combination         Min    0.000000   9.533E-10   -0.007624    0.000000  -7.128E-06 
          ~9       COMB5 Combination         Max    0.000000   4.284E-10   -0.008367    0.000000  -8.391E-06 
          ~9       COMB5 Combination         Min    0.000000   4.284E-10   -0.008367    0.000000  -8.391E-06 
          ~9       COMB6 Combination         Max    0.000000   1.139E-09   -0.008345    0.000000  -8.183E-06 
          ~9       COMB6 Combination         Min    0.000000   1.139E-09   -0.008345    0.000000  -8.183E-06 
          ~9       COMB7 Combination         Max    0.000000   2.719E-10   -0.007824    0.000000  -6.915E-06 
          ~9       COMB7 Combination         Min    0.000000   2.719E-10   -0.007824    0.000000  -6.915E-06 
          ~9       COMB8 Combination         Max    0.000000   4.574E-10   -0.008545    0.000000  -7.969E-06 
          ~9       COMB8 Combination         Min    0.000000   4.574E-10   -0.008545    0.000000  -7.969E-06 
          ~9       COMB9 Combination         Max    0.000000   2.268E-10   -0.007647    0.000000  -6.686E-06 
          ~9       COMB9 Combination         Min    0.000000   2.268E-10   -0.007647    0.000000  -6.686E-06 
          ~9      COMB10 Combination         Max    0.000000   9.372E-10   -0.007625    0.000000  -6.477E-06 
          ~9      COMB10 Combination         Min    0.000000   9.372E-10   -0.007625    0.000000  -6.477E-06 
          ~9      COMB11 Combination         Max    0.000000   4.122E-10   -0.008368    0.000000  -7.740E-06 
          ~9      COMB11 Combination         Min    0.000000   4.122E-10   -0.008368    0.000000  -7.740E-06 
          ~9      COMB12 Combination         Max    0.000000   1.123E-09   -0.008346    0.000000  -7.531E-06 
          ~9      COMB12 Combination         Min    0.000000   1.123E-09   -0.008346    0.000000  -7.531E-06 
          ~9      COMB13 Combination         Max   2.506E-08   1.512E-08   -0.008533    0.000000  -7.769E-06 
          ~9      COMB13 Combination         Min  -2.506E-08  -1.419E-08   -0.008556    0.000000  -8.820E-06 
          ~9      COMB14 Combination         Max   1.027E-09   1.622E-07   -0.008477    0.000000  -7.756E-06 
          ~9      COMB14 Combination         Min  -1.027E-09  -1.612E-07   -0.008612    0.000000  -8.833E-06 
          ~9         INV Combination         Max   2.506E-08   1.622E-07   -0.007624    0.000000  -6.477E-06 
          ~9         INV Combination         Min  -2.506E-08  -1.612E-07   -0.008612    0.000000  -8.833E-06 
         ~10          PP   LinStatic                0.000000   1.157E-11   -0.006137    0.000000  -8.021E-06 
         ~10        PERM   LinStatic                0.000000   3.300E-10   -0.001677    0.000000  -2.187E-06 
         ~10        NEVE   LinStatic                0.000000   2.258E-10   -0.000720    0.000000  -1.496E-06 
         ~10      VENTOX   LinStatic                0.000000  -5.479E-11    0.000177    0.000000   3.192E-07 
         ~10      VENTOY   LinStatic                0.000000   5.835E-10    0.000198    0.000000   6.494E-07 
         ~10      SISMAX LinRespSpec         Max   4.067E-08   2.700E-08    0.000011    0.000000   8.441E-07 
         ~10      SISMAY LinRespSpec         Max   1.667E-09   3.105E-07    0.000067    0.000000   8.497E-07 
         ~10        TERM   LinStatic                0.000000   1.047E-11   9.235E-07    0.000000  -5.248E-07 
         ~10       COMB1 Combination         Max    0.000000   3.520E-10   -0.007813    0.000000   -0.000011 
         ~10       COMB1 Combination         Min    0.000000   3.520E-10   -0.007813    0.000000   -0.000011 
         ~10       COMB2 Combination         Max    0.000000   5.778E-10   -0.008533    0.000000   -0.000012 
         ~10       COMB2 Combination         Min    0.000000   5.778E-10   -0.008533    0.000000   -0.000012 
         ~10       COMB3 Combination         Max    0.000000   2.973E-10   -0.007636    0.000000   -0.000010 
         ~10       COMB3 Combination         Min    0.000000   2.973E-10   -0.007636    0.000000   -0.000010 
         ~10       COMB4 Combination         Max    0.000000   9.356E-10   -0.007615    0.000000   -0.000010 
         ~10       COMB4 Combination         Min    0.000000   9.356E-10   -0.007615    0.000000   -0.000010 
         ~10       COMB5 Combination         Max    0.000000   5.231E-10   -0.008356    0.000000   -0.000012 
         ~10       COMB5 Combination         Min    0.000000   5.231E-10   -0.008356    0.000000   -0.000012 
         ~10       COMB6 Combination         Max    0.000000   1.161E-09   -0.008335    0.000000   -0.000012 
         ~10       COMB6 Combination         Min    0.000000   1.161E-09   -0.008335    0.000000   -0.000012 
         ~10       COMB7 Combination         Max    0.000000   3.311E-10   -0.007815    0.000000  -9.683E-06 
         ~10       COMB7 Combination         Min    0.000000   3.311E-10   -0.007815    0.000000  -9.683E-06 
         ~10       COMB8 Combination         Max    0.000000   5.569E-10   -0.008535    0.000000   -0.000011 
         ~10       COMB8 Combination         Min    0.000000   5.569E-10   -0.008535    0.000000   -0.000011 
         ~10       COMB9 Combination         Max    0.000000   2.763E-10   -0.007638    0.000000  -9.364E-06 
         ~10       COMB9 Combination         Min    0.000000   2.763E-10   -0.007638    0.000000  -9.364E-06 
         ~10      COMB10 Combination         Max    0.000000   9.146E-10   -0.007617    0.000000  -9.034E-06 
         ~10      COMB10 Combination         Min    0.000000   9.146E-10   -0.007617    0.000000  -9.034E-06 
         ~10      COMB11 Combination         Max    0.000000   5.021E-10   -0.008358    0.000000   -0.000011 
         ~10      COMB11 Combination         Min    0.000000   5.021E-10   -0.008358    0.000000   -0.000011 
         ~10      COMB12 Combination         Max    0.000000   1.140E-09   -0.008336    0.000000   -0.000011 
         ~10      COMB12 Combination         Min    0.000000   1.140E-09   -0.008336    0.000000   -0.000011 
         ~10      COMB13 Combination         Max   4.067E-08   2.757E-08   -0.008523    0.000000   -0.000011 
         ~10      COMB13 Combination         Min  -4.067E-08  -2.643E-08   -0.008545    0.000000   -0.000013 
         ~10      COMB14 Combination         Max   1.667E-09   3.110E-07   -0.008467    0.000000   -0.000011 
         ~10      COMB14 Combination         Min  -1.667E-09  -3.099E-07   -0.008601    0.000000   -0.000013 
         ~10         INV Combination         Max   4.067E-08   3.110E-07   -0.007615    0.000000  -9.034E-06 
         ~10         INV Combination         Min  -4.067E-08  -3.099E-07   -0.008601    0.000000   -0.000013 
         ~11          PP   LinStatic                0.000000   9.756E-12   -0.006131    0.000000  -6.866E-06 
         ~11        PERM   LinStatic                0.000000   2.538E-10   -0.001675    0.000000  -1.893E-06 
         ~11        NEVE   LinStatic                0.000000   1.737E-10   -0.000719    0.000000  -1.295E-06 
         ~11      VENTOX   LinStatic                0.000000  -4.190E-11    0.000176    0.000000   2.698E-07 
         ~11      VENTOY   LinStatic                0.000000   1.738E-10    0.000198    0.000000   5.940E-07 
         ~11      SISMAX LinRespSpec         Max   4.067E-08   2.846E-08    0.000010    0.000000   8.413E-07 
         ~11      SISMAY LinRespSpec         Max   1.667E-09   3.029E-07    0.000066    0.000000   8.323E-07 
         ~11        TERM   LinStatic                0.000000   8.832E-12   1.379E-06    0.000000  -5.251E-07 
         ~11       COMB1 Combination         Max    0.000000   2.724E-10   -0.007804    0.000000  -9.284E-06 
         ~11       COMB1 Combination         Min    0.000000   2.724E-10   -0.007804    0.000000  -9.284E-06 
         ~11       COMB2 Combination         Max    0.000000   4.461E-10   -0.008523    0.000000   -0.000011 
         ~11       COMB2 Combination         Min    0.000000   4.461E-10   -0.008523    0.000000   -0.000011 
         ~11       COMB3 Combination         Max    0.000000   2.305E-10   -0.007628    0.000000  -9.014E-06 
         ~11       COMB3 Combination         Min    0.000000   2.305E-10   -0.007628    0.000000  -9.014E-06 
         ~11       COMB4 Combination         Max    0.000000   4.462E-10   -0.007607    0.000000  -8.690E-06 
         ~11       COMB4 Combination         Min    0.000000   4.462E-10   -0.007607    0.000000  -8.690E-06 
         ~11       COMB5 Combination         Max    0.000000   4.042E-10   -0.008347    0.000000   -0.000010 
         ~11       COMB5 Combination         Min    0.000000   4.042E-10   -0.008347    0.000000   -0.000010 
         ~11       COMB6 Combination         Max    0.000000   6.199E-10   -0.008325    0.000000  -9.985E-06 
         ~11       COMB6 Combination         Min    0.000000   6.199E-10   -0.008325    0.000000  -9.985E-06 
         ~11       COMB7 Combination         Max    0.000000   2.548E-10   -0.007807    0.000000  -8.234E-06 
         ~11       COMB7 Combination         Min    0.000000   2.548E-10   -0.007807    0.000000  -8.234E-06 
         ~11       COMB8 Combination         Max    0.000000   4.285E-10   -0.008526    0.000000  -9.529E-06 
         ~11       COMB8 Combination         Min    0.000000   4.285E-10   -0.008526    0.000000  -9.529E-06 
         ~11       COMB9 Combination         Max    0.000000   2.129E-10   -0.007631    0.000000  -7.964E-06 
         ~11       COMB9 Combination         Min    0.000000   2.129E-10   -0.007631    0.000000  -7.964E-06 
         ~11      COMB10 Combination         Max    0.000000   4.285E-10   -0.007610    0.000000  -7.640E-06 
         ~11      COMB10 Combination         Min    0.000000   4.285E-10   -0.007610    0.000000  -7.640E-06 
         ~11      COMB11 Combination         Max    0.000000   3.865E-10   -0.008349    0.000000  -9.259E-06 
         ~11      COMB11 Combination         Min    0.000000   3.865E-10   -0.008349    0.000000  -9.259E-06 
         ~11      COMB12 Combination         Max    0.000000   6.022E-10   -0.008328    0.000000  -8.935E-06 
         ~11      COMB12 Combination         Min    0.000000   6.022E-10   -0.008328    0.000000  -8.935E-06 
         ~11      COMB13 Combination         Max   4.067E-08   2.890E-08   -0.008514    0.000000  -9.213E-06 
         ~11      COMB13 Combination         Min  -4.067E-08  -2.802E-08   -0.008535    0.000000   -0.000011 
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         ~11      COMB14 Combination         Max   1.667E-09   3.033E-07   -0.008458    0.000000  -9.222E-06 
         ~11      COMB14 Combination         Min  -1.667E-09  -3.024E-07   -0.008591    0.000000   -0.000011 
         ~11         INV Combination         Max   4.067E-08   3.033E-07   -0.007607    0.000000  -7.640E-06 
         ~11         INV Combination         Min  -4.067E-08  -3.024E-07   -0.008591    0.000000   -0.000011 
         ~12          PP   LinStatic                0.000000   5.264E-12   -0.006127    0.000000  -3.542E-06 
         ~12        PERM   LinStatic                0.000000   1.174E-10   -0.001674    0.000000  -9.914E-07 
         ~12        NEVE   LinStatic                0.000000   8.035E-11   -0.000718    0.000000  -6.790E-07 
         ~12      VENTOX   LinStatic                0.000000  -1.918E-11    0.000176    0.000000   1.368E-07 
         ~12      VENTOY   LinStatic                0.000000  -1.614E-10    0.000197    0.000000   3.343E-07 
         ~12      SISMAX LinRespSpec         Max   2.506E-08   1.759E-08   9.654E-06    0.000000   5.205E-07 
         ~12      SISMAY LinRespSpec         Max   1.027E-09   1.468E-07    0.000066    0.000000   5.058E-07 
         ~12        TERM   LinStatic                0.000000   4.770E-12   1.785E-06    0.000000  -3.261E-07 
         ~12       COMB1 Combination         Max    0.000000   1.275E-10   -0.007799    0.000000  -4.859E-06 
         ~12       COMB1 Combination         Min    0.000000   1.275E-10   -0.007799    0.000000  -4.859E-06 
         ~12       COMB2 Combination         Max    0.000000   2.078E-10   -0.008517    0.000000  -5.538E-06 
         ~12       COMB2 Combination         Min    0.000000   2.078E-10   -0.008517    0.000000  -5.538E-06 
         ~12       COMB3 Combination         Max    0.000000   1.083E-10   -0.007623    0.000000  -4.723E-06 
         ~12       COMB3 Combination         Min    0.000000   1.083E-10   -0.007623    0.000000  -4.723E-06 
         ~12       COMB4 Combination         Max    0.000000  -3.389E-11   -0.007602    0.000000  -4.525E-06 
         ~12       COMB4 Combination         Min    0.000000  -3.389E-11   -0.007602    0.000000  -4.525E-06 
         ~12       COMB5 Combination         Max    0.000000   1.886E-10   -0.008340    0.000000  -5.402E-06 
         ~12       COMB5 Combination         Min    0.000000   1.886E-10   -0.008340    0.000000  -5.402E-06 
         ~12       COMB6 Combination         Max    0.000000   4.645E-11   -0.008319    0.000000  -5.204E-06 
         ~12       COMB6 Combination         Min    0.000000   4.645E-11   -0.008319    0.000000  -5.204E-06 
         ~12       COMB7 Combination         Max    0.000000   1.179E-10   -0.007802    0.000000  -4.207E-06 
         ~12       COMB7 Combination         Min    0.000000   1.179E-10   -0.007802    0.000000  -4.207E-06 
         ~12       COMB8 Combination         Max    0.000000   1.983E-10   -0.008520    0.000000  -4.886E-06 
         ~12       COMB8 Combination         Min    0.000000   1.983E-10   -0.008520    0.000000  -4.886E-06 
         ~12       COMB9 Combination         Max    0.000000   9.875E-11   -0.007626    0.000000  -4.070E-06 
         ~12       COMB9 Combination         Min    0.000000   9.875E-11   -0.007626    0.000000  -4.070E-06 
         ~12      COMB10 Combination         Max    0.000000  -4.343E-11   -0.007605    0.000000  -3.873E-06 
         ~12      COMB10 Combination         Min    0.000000  -4.343E-11   -0.007605    0.000000  -3.873E-06 
         ~12      COMB11 Combination         Max    0.000000   1.791E-10   -0.008344    0.000000  -4.749E-06 
         ~12      COMB11 Combination         Min    0.000000   1.791E-10   -0.008344    0.000000  -4.749E-06 
         ~12      COMB12 Combination         Max    0.000000   3.691E-11   -0.008323    0.000000  -4.552E-06 
         ~12      COMB12 Combination         Min    0.000000   3.691E-11   -0.008323    0.000000  -4.552E-06 
         ~12      COMB13 Combination         Max   2.506E-08   1.779E-08   -0.008509    0.000000  -4.692E-06 
         ~12      COMB13 Combination         Min  -2.506E-08  -1.738E-08   -0.008528    0.000000  -5.733E-06 
         ~12      COMB14 Combination         Max   1.027E-09   1.470E-07   -0.008452    0.000000  -4.706E-06 
         ~12      COMB14 Combination         Min  -1.027E-09  -1.466E-07   -0.008584    0.000000  -5.718E-06 
         ~12         INV Combination         Max   2.506E-08   1.470E-07   -0.007602    0.000000  -3.873E-06 
         ~12         INV Combination         Min  -2.506E-08  -1.466E-07   -0.008584    0.000000  -5.733E-06 
         ~13          PP   LinStatic                0.000000  -2.496E-12   -0.006122    0.000000  -2.330E-06 
         ~13        PERM   LinStatic                0.000000  -5.013E-11   -0.001673    0.000000  -9.866E-07 
         ~13        NEVE   LinStatic                0.000000  -3.430E-11   -0.000717    0.000000  -6.744E-07 
         ~13      VENTOX   LinStatic                0.000000   6.780E-12    0.000176    0.000000   1.374E-07 
         ~13      VENTOY   LinStatic                0.000000   1.806E-09    0.000197    0.000000   3.511E-07 
         ~13      SISMAX LinRespSpec         Max   1.902E-08   2.057E-08   8.938E-06    0.000000   4.896E-07 
         ~13      SISMAY LinRespSpec         Max   4.786E-09   1.472E-07    0.000065    0.000000   5.811E-07 
         ~13        TERM   LinStatic                0.000000  -2.798E-12   2.174E-06    0.000000  -2.218E-07 
         ~13       COMB1 Combination         Max    0.000000  -5.542E-11   -0.007793    0.000000  -3.538E-06 
         ~13       COMB1 Combination         Min    0.000000  -5.542E-11   -0.007793    0.000000  -3.538E-06 
         ~13       COMB2 Combination         Max    0.000000  -8.972E-11   -0.008510    0.000000  -4.213E-06 
         ~13       COMB2 Combination         Min    0.000000  -8.972E-11   -0.008510    0.000000  -4.213E-06 
         ~13       COMB3 Combination         Max    0.000000  -4.864E-11   -0.007617    0.000000  -3.401E-06 
         ~13       COMB3 Combination         Min    0.000000  -4.864E-11   -0.007617    0.000000  -3.401E-06 
         ~13       COMB4 Combination         Max    0.000000   1.751E-09   -0.007596    0.000000  -3.187E-06 
         ~13       COMB4 Combination         Min    0.000000   1.751E-09   -0.007596    0.000000  -3.187E-06 
         ~13       COMB5 Combination         Max    0.000000  -8.294E-11   -0.008334    0.000000  -4.075E-06 
         ~13       COMB5 Combination         Min    0.000000  -8.294E-11   -0.008334    0.000000  -4.075E-06 
         ~13       COMB6 Combination         Max    0.000000   1.716E-09   -0.008313    0.000000  -3.862E-06 
         ~13       COMB6 Combination         Min    0.000000   1.716E-09   -0.008313    0.000000  -3.862E-06 
         ~13       COMB7 Combination         Max    0.000000  -4.983E-11   -0.007797    0.000000  -3.095E-06 
         ~13       COMB7 Combination         Min    0.000000  -4.983E-11   -0.007797    0.000000  -3.095E-06 
         ~13       COMB8 Combination         Max    0.000000  -8.413E-11   -0.008514    0.000000  -3.769E-06 
         ~13       COMB8 Combination         Min    0.000000  -8.413E-11   -0.008514    0.000000  -3.769E-06 
         ~13       COMB9 Combination         Max    0.000000  -4.305E-11   -0.007621    0.000000  -2.957E-06 
         ~13       COMB9 Combination         Min    0.000000  -4.305E-11   -0.007621    0.000000  -2.957E-06 
         ~13      COMB10 Combination         Max    0.000000   1.756E-09   -0.007600    0.000000  -2.744E-06 
         ~13      COMB10 Combination         Min    0.000000   1.756E-09   -0.007600    0.000000  -2.744E-06 
         ~13      COMB11 Combination         Max    0.000000  -7.735E-11   -0.008338    0.000000  -3.632E-06 
         ~13      COMB11 Combination         Min    0.000000  -7.735E-11   -0.008338    0.000000  -3.632E-06 
         ~13      COMB12 Combination         Max    0.000000   1.722E-09   -0.008317    0.000000  -3.418E-06 
         ~13      COMB12 Combination         Min    0.000000   1.722E-09   -0.008317    0.000000  -3.418E-06 
         ~13      COMB13 Combination         Max   1.902E-08   2.048E-08   -0.008503    0.000000  -3.501E-06 
         ~13      COMB13 Combination         Min  -1.902E-08  -2.066E-08   -0.008521    0.000000  -4.481E-06 
         ~13      COMB14 Combination         Max   4.786E-09   1.471E-07   -0.008447    0.000000  -3.410E-06 
         ~13      COMB14 Combination         Min  -4.786E-09  -1.472E-07   -0.008577    0.000000  -4.572E-06 
         ~13         INV Combination         Max   1.902E-08   1.471E-07   -0.007596    0.000000  -2.744E-06 
         ~13         INV Combination         Min  -1.902E-08  -1.472E-07   -0.008577    0.000000  -4.572E-06 
         ~14          PP   LinStatic                0.000000  -2.084E-12   -0.006119    0.000000  -2.598E-06 
         ~14        PERM   LinStatic                0.000000  -6.733E-11   -0.001671    0.000000  -1.295E-06 
         ~14        NEVE   LinStatic                0.000000  -4.607E-11   -0.000716    0.000000  -8.858E-07 
         ~14      VENTOX   LinStatic                0.000000   7.548E-12    0.000176    0.000000   1.720E-07 
         ~14      VENTOY   LinStatic                0.000000   4.385E-09    0.000196    0.000000   5.106E-07 
         ~14      SISMAX LinRespSpec         Max   3.087E-08   3.537E-08   8.328E-06    0.000000   7.867E-07 
         ~14      SISMAY LinRespSpec         Max   7.767E-09   2.988E-07    0.000064    0.000000   9.195E-07 
         ~14        TERM   LinStatic                0.000000  -3.367E-12   2.450E-06    0.000000  -3.580E-07 
         ~14       COMB1 Combination         Max    0.000000  -7.278E-11   -0.007788    0.000000  -4.251E-06 
         ~14       COMB1 Combination         Min    0.000000  -7.278E-11   -0.007788    0.000000  -4.251E-06 
         ~14       COMB2 Combination         Max    0.000000  -1.188E-10   -0.008504    0.000000  -5.136E-06 
         ~14       COMB2 Combination         Min    0.000000  -1.188E-10   -0.008504    0.000000  -5.136E-06 
         ~14       COMB3 Combination         Max    0.000000  -6.523E-11   -0.007612    0.000000  -4.078E-06 
         ~14       COMB3 Combination         Min    0.000000  -6.523E-11   -0.007612    0.000000  -4.078E-06 
         ~14       COMB4 Combination         Max    0.000000   4.312E-09   -0.007592    0.000000  -3.740E-06 
         ~14       COMB4 Combination         Min    0.000000   4.312E-09   -0.007592    0.000000  -3.740E-06 
         ~14       COMB5 Combination         Max    0.000000  -1.113E-10   -0.008328    0.000000  -4.964E-06 
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         ~14       COMB5 Combination         Min    0.000000  -1.113E-10   -0.008328    0.000000  -4.964E-06 
         ~14       COMB6 Combination         Max    0.000000   4.266E-09   -0.008308    0.000000  -4.626E-06 
         ~14       COMB6 Combination         Min    0.000000   4.266E-09   -0.008308    0.000000  -4.626E-06 
         ~14       COMB7 Combination         Max    0.000000  -6.604E-11   -0.007793    0.000000  -3.535E-06 
         ~14       COMB7 Combination         Min    0.000000  -6.604E-11   -0.007793    0.000000  -3.535E-06 
         ~14       COMB8 Combination         Max    0.000000  -1.121E-10   -0.008509    0.000000  -4.420E-06 
         ~14       COMB8 Combination         Min    0.000000  -1.121E-10   -0.008509    0.000000  -4.420E-06 
         ~14       COMB9 Combination         Max    0.000000  -5.850E-11   -0.007617    0.000000  -3.363E-06 
         ~14       COMB9 Combination         Min    0.000000  -5.850E-11   -0.007617    0.000000  -3.363E-06 
         ~14      COMB10 Combination         Max    0.000000   4.319E-09   -0.007597    0.000000  -3.024E-06 
         ~14      COMB10 Combination         Min    0.000000   4.319E-09   -0.007597    0.000000  -3.024E-06 
         ~14      COMB11 Combination         Max    0.000000  -1.046E-10   -0.008333    0.000000  -4.248E-06 
         ~14      COMB11 Combination         Min    0.000000  -1.046E-10   -0.008333    0.000000  -4.248E-06 
         ~14      COMB12 Combination         Max    0.000000   4.273E-09   -0.008312    0.000000  -3.910E-06 
         ~14      COMB12 Combination         Min    0.000000   4.273E-09   -0.008312    0.000000  -3.910E-06 
         ~14      COMB13 Combination         Max   3.087E-08   3.526E-08   -0.008498    0.000000  -3.992E-06 
         ~14      COMB13 Combination         Min  -3.087E-08  -3.549E-08   -0.008515    0.000000  -5.565E-06 
         ~14      COMB14 Combination         Max   7.767E-09   2.987E-07   -0.008442    0.000000  -3.859E-06 
         ~14      COMB14 Combination         Min  -7.767E-09  -2.989E-07   -0.008571    0.000000  -5.698E-06 
         ~14         INV Combination         Max   3.087E-08   2.987E-07   -0.007592    0.000000  -3.024E-06 
         ~14         INV Combination         Min  -3.087E-08  -2.989E-07   -0.008571    0.000000  -5.698E-06 
         ~15          PP   LinStatic                0.000000  -4.433E-13   -0.006117    0.000000  -1.447E-06 
         ~15        PERM   LinStatic                0.000000  -5.944E-11   -0.001670    0.000000  -1.002E-06 
         ~15        NEVE   LinStatic                0.000000  -4.067E-11   -0.000715    0.000000  -6.859E-07 
         ~15      VENTOX   LinStatic                0.000000   4.949E-12    0.000176    0.000000   1.229E-07 
         ~15      VENTOY   LinStatic                0.000000   6.029E-09    0.000196    0.000000   4.558E-07 
         ~15      SISMAX LinRespSpec         Max   3.087E-08   3.540E-08   7.647E-06    0.000000   7.846E-07 
         ~15      SISMAY LinRespSpec         Max   7.767E-09   2.980E-07    0.000064    0.000000   9.029E-07 
         ~15        TERM   LinStatic                0.000000  -2.541E-12   2.760E-06    0.000000  -3.587E-07 
         ~15       COMB1 Combination         Max    0.000000  -6.243E-11   -0.007785    0.000000  -2.808E-06 
         ~15       COMB1 Combination         Min    0.000000  -6.243E-11   -0.007785    0.000000  -2.808E-06 
         ~15       COMB2 Combination         Max    0.000000  -1.031E-10   -0.008500    0.000000  -3.494E-06 
         ~15       COMB2 Combination         Min    0.000000  -1.031E-10   -0.008500    0.000000  -3.494E-06 
         ~15       COMB3 Combination         Max    0.000000  -5.748E-11   -0.007609    0.000000  -2.685E-06 
         ~15       COMB3 Combination         Min    0.000000  -5.748E-11   -0.007609    0.000000  -2.685E-06 
         ~15       COMB4 Combination         Max    0.000000   5.967E-09   -0.007589    0.000000  -2.352E-06 
         ~15       COMB4 Combination         Min    0.000000   5.967E-09   -0.007589    0.000000  -2.352E-06 
         ~15       COMB5 Combination         Max    0.000000  -9.815E-11   -0.008324    0.000000  -3.371E-06 
         ~15       COMB5 Combination         Min    0.000000  -9.815E-11   -0.008324    0.000000  -3.371E-06 
         ~15       COMB6 Combination         Max    0.000000   5.926E-09   -0.008304    0.000000  -3.038E-06 
         ~15       COMB6 Combination         Min    0.000000   5.926E-09   -0.008304    0.000000  -3.038E-06 
         ~15       COMB7 Combination         Max    0.000000  -5.734E-11   -0.007790    0.000000  -2.091E-06 
         ~15       COMB7 Combination         Min    0.000000  -5.734E-11   -0.007790    0.000000  -2.091E-06 
         ~15       COMB8 Combination         Max    0.000000  -9.801E-11   -0.008506    0.000000  -2.776E-06 
         ~15       COMB8 Combination         Min    0.000000  -9.801E-11   -0.008506    0.000000  -2.776E-06 
         ~15       COMB9 Combination         Max    0.000000  -5.240E-11   -0.007615    0.000000  -1.968E-06 
         ~15       COMB9 Combination         Min    0.000000  -5.240E-11   -0.007615    0.000000  -1.968E-06 
         ~15      COMB10 Combination         Max    0.000000   5.972E-09   -0.007595    0.000000  -1.635E-06 
         ~15      COMB10 Combination         Min    0.000000   5.972E-09   -0.007595    0.000000  -1.635E-06 
         ~15      COMB11 Combination         Max    0.000000  -9.307E-11   -0.008330    0.000000  -2.654E-06 
         ~15      COMB11 Combination         Min    0.000000  -9.307E-11   -0.008330    0.000000  -2.654E-06 
         ~15      COMB12 Combination         Max    0.000000   5.931E-09   -0.008310    0.000000  -2.321E-06 
         ~15      COMB12 Combination         Min    0.000000   5.931E-09   -0.008310    0.000000  -2.321E-06 
         ~15      COMB13 Combination         Max   3.087E-08   3.530E-08   -0.008495    0.000000  -2.351E-06 
         ~15      COMB13 Combination         Min  -3.087E-08  -3.550E-08   -0.008511    0.000000  -3.920E-06 
         ~15      COMB14 Combination         Max   7.767E-09   2.979E-07   -0.008439    0.000000  -2.232E-06 
         ~15      COMB14 Combination         Min  -7.767E-09  -2.981E-07   -0.008567    0.000000  -4.038E-06 
         ~15         INV Combination         Max   3.087E-08   2.979E-07   -0.007589    0.000000  -1.635E-06 
         ~15         INV Combination         Min  -3.087E-08  -2.981E-07   -0.008567    0.000000  -4.038E-06 
         ~16          PP   LinStatic                0.000000   8.140E-13   -0.006118    0.000000  -1.808E-07 
         ~16        PERM   LinStatic                0.000000  -3.422E-11   -0.001670    0.000000  -4.393E-07 
         ~16        NEVE   LinStatic                0.000000  -2.342E-11   -0.000715    0.000000  -3.012E-07 
         ~16      VENTOX   LinStatic                0.000000   1.535E-12    0.000176    0.000000   4.570E-08 
         ~16      VENTOY   LinStatic                0.000000   5.123E-09    0.000196    0.000000   2.488E-07 
         ~16      SISMAX LinRespSpec         Max   1.902E-08   2.087E-08   7.044E-06    0.000000   4.857E-07 
         ~16      SISMAY LinRespSpec         Max   4.786E-09   1.461E-07    0.000063    0.000000   5.501E-07 
         ~16        TERM   LinStatic                0.000000  -1.133E-12   3.038E-06    0.000000  -2.231E-07 
         ~16       COMB1 Combination         Max    0.000000  -3.454E-11   -0.007784    0.000000  -8.432E-07 
         ~16       COMB1 Combination         Min    0.000000  -3.454E-11   -0.007784    0.000000  -8.432E-07 
         ~16       COMB2 Combination         Max    0.000000  -5.796E-11   -0.008499    0.000000  -1.144E-06 
         ~16       COMB2 Combination         Min    0.000000  -5.796E-11   -0.008499    0.000000  -1.144E-06 
         ~16       COMB3 Combination         Max    0.000000  -3.301E-11   -0.007609    0.000000  -7.975E-07 
         ~16       COMB3 Combination         Min    0.000000  -3.301E-11   -0.007609    0.000000  -7.975E-07 
         ~16       COMB4 Combination         Max    0.000000   5.089E-09   -0.007589    0.000000  -5.944E-07 
         ~16       COMB4 Combination         Min    0.000000   5.089E-09   -0.007589    0.000000  -5.944E-07 
         ~16       COMB5 Combination         Max    0.000000  -5.642E-11   -0.008323    0.000000  -1.099E-06 
         ~16       COMB5 Combination         Min    0.000000  -5.642E-11   -0.008323    0.000000  -1.099E-06 
         ~16       COMB6 Combination         Max    0.000000   5.065E-09   -0.008304    0.000000  -8.956E-07 
         ~16       COMB6 Combination         Min    0.000000   5.065E-09   -0.008304    0.000000  -8.956E-07 
         ~16       COMB7 Combination         Max    0.000000  -3.228E-11   -0.007790    0.000000  -3.970E-07 
         ~16       COMB7 Combination         Min    0.000000  -3.228E-11   -0.007790    0.000000  -3.970E-07 
         ~16       COMB8 Combination         Max    0.000000  -5.569E-11   -0.008505    0.000000  -6.982E-07 
         ~16       COMB8 Combination         Min    0.000000  -5.569E-11   -0.008505    0.000000  -6.982E-07 
         ~16       COMB9 Combination         Max    0.000000  -3.074E-11   -0.007615    0.000000  -3.513E-07 
         ~16       COMB9 Combination         Min    0.000000  -3.074E-11   -0.007615    0.000000  -3.513E-07 
         ~16      COMB10 Combination         Max    0.000000   5.091E-09   -0.007595    0.000000  -1.482E-07 
         ~16      COMB10 Combination         Min    0.000000   5.091E-09   -0.007595    0.000000  -1.482E-07 
         ~16      COMB11 Combination         Max    0.000000  -5.416E-11   -0.008330    0.000000  -6.525E-07 
         ~16      COMB11 Combination         Min    0.000000  -5.416E-11   -0.008330    0.000000  -6.525E-07 
         ~16      COMB12 Combination         Max    0.000000   5.068E-09   -0.008310    0.000000  -4.494E-07 
         ~16      COMB12 Combination         Min    0.000000   5.068E-09   -0.008310    0.000000  -4.494E-07 
         ~16      COMB13 Combination         Max   1.902E-08   2.081E-08   -0.008495    0.000000  -4.356E-07 
         ~16      COMB13 Combination         Min  -1.902E-08  -2.093E-08   -0.008509    0.000000  -1.407E-06 
         ~16      COMB14 Combination         Max   4.786E-09   1.460E-07   -0.008439    0.000000  -3.712E-07 
         ~16      COMB14 Combination         Min  -4.786E-09  -1.461E-07   -0.008565    0.000000  -1.471E-06 
         ~16         INV Combination         Max   1.902E-08   1.460E-07   -0.007589    0.000000  -1.482E-07 
         ~16         INV Combination         Min  -1.902E-08  -1.461E-07   -0.008565    0.000000  -1.471E-06 
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         ~17          PP   LinStatic                0.000000  -1.763E-10   -0.006174    0.000000  -5.677E-06 
         ~17        PERM   LinStatic                0.000000  -1.127E-09   -0.001686    0.000000  -1.503E-06 
         ~17        NEVE   LinStatic                0.000000  -7.714E-10   -0.000726    0.000000  -1.028E-06 
         ~17      VENTOX   LinStatic                0.000000   1.906E-10    0.000178    0.000000   2.057E-07 
         ~17      VENTOY   LinStatic                0.000000   6.196E-09    0.000156    0.000000   1.428E-07 
         ~17      SISMAX LinRespSpec         Max   2.502E-08   1.839E-08    0.000019    0.000000   8.082E-07 
         ~17      SISMAY LinRespSpec         Max   5.853E-10   1.925E-07    0.000071    0.000000   2.876E-07 
         ~17        TERM   LinStatic                0.000000  -1.406E-10  -6.402E-06    0.000000  -7.839E-07 
         ~17       COMB1 Combination         Max    0.000000  -1.444E-09   -0.007866    0.000000  -7.965E-06 
         ~17       COMB1 Combination         Min    0.000000  -1.444E-09   -0.007866    0.000000  -7.965E-06 
         ~17       COMB2 Combination         Max    0.000000  -2.216E-09   -0.008592    0.000000  -8.992E-06 
         ~17       COMB2 Combination         Min    0.000000  -2.216E-09   -0.008592    0.000000  -8.992E-06 
         ~17       COMB3 Combination         Max    0.000000  -1.254E-09   -0.007689    0.000000  -7.759E-06 
         ~17       COMB3 Combination         Min    0.000000  -1.254E-09   -0.007689    0.000000  -7.759E-06 
         ~17       COMB4 Combination         Max    0.000000   4.752E-09   -0.007710    0.000000  -7.822E-06 
         ~17       COMB4 Combination         Min    0.000000   4.752E-09   -0.007710    0.000000  -7.822E-06 
         ~17       COMB5 Combination         Max    0.000000  -2.025E-09   -0.008414    0.000000  -8.787E-06 
         ~17       COMB5 Combination         Min    0.000000  -2.025E-09   -0.008414    0.000000  -8.787E-06 
         ~17       COMB6 Combination         Max    0.000000   3.980E-09   -0.008436    0.000000  -8.850E-06 
         ~17       COMB6 Combination         Min    0.000000   3.980E-09   -0.008436    0.000000  -8.850E-06 
         ~17       COMB7 Combination         Max    0.000000  -1.163E-09   -0.007853    0.000000  -6.397E-06 
         ~17       COMB7 Combination         Min    0.000000  -1.163E-09   -0.007853    0.000000  -6.397E-06 
         ~17       COMB8 Combination         Max    0.000000  -1.934E-09   -0.008579    0.000000  -7.425E-06 
         ~17       COMB8 Combination         Min    0.000000  -1.934E-09   -0.008579    0.000000  -7.425E-06 
         ~17       COMB9 Combination         Max    0.000000  -9.725E-10   -0.007676    0.000000  -6.191E-06 
         ~17       COMB9 Combination         Min    0.000000  -9.725E-10   -0.007676    0.000000  -6.191E-06 
         ~17      COMB10 Combination         Max    0.000000   5.033E-09   -0.007697    0.000000  -6.254E-06 
         ~17      COMB10 Combination         Min    0.000000   5.033E-09   -0.007697    0.000000  -6.254E-06 
         ~17      COMB11 Combination         Max    0.000000  -1.744E-09   -0.008402    0.000000  -7.219E-06 
         ~17      COMB11 Combination         Min    0.000000  -1.744E-09   -0.008402    0.000000  -7.219E-06 
         ~17      COMB12 Combination         Max    0.000000   4.262E-09   -0.008423    0.000000  -7.282E-06 
         ~17      COMB12 Combination         Min    0.000000   4.262E-09   -0.008423    0.000000  -7.282E-06 
         ~17      COMB13 Combination         Max   2.502E-08   1.632E-08   -0.008566    0.000000  -7.400E-06 
         ~17      COMB13 Combination         Min  -2.502E-08  -2.047E-08   -0.008605    0.000000  -9.017E-06 
         ~17      COMB14 Combination         Max   5.853E-10   1.904E-07   -0.008515    0.000000  -7.921E-06 
         ~17      COMB14 Combination         Min  -5.853E-10  -1.945E-07   -0.008657    0.000000  -8.496E-06 
         ~17         INV Combination         Max   2.502E-08   1.904E-07   -0.007676    0.000000  -6.191E-06 
         ~17         INV Combination         Min  -2.502E-08  -1.945E-07   -0.008657    0.000000  -9.017E-06 
         ~18          PP   LinStatic                0.000000  -2.164E-10   -0.006166    0.000000  -7.978E-06 
         ~18        PERM   LinStatic                0.000000  -1.376E-09   -0.001684    0.000000  -2.124E-06 
         ~18        NEVE   LinStatic                0.000000  -9.416E-10   -0.000725    0.000000  -1.453E-06 
         ~18      VENTOX   LinStatic                0.000000   2.326E-10    0.000177    0.000000   2.817E-07 
         ~18      VENTOY   LinStatic                0.000000   7.427E-09    0.000156    0.000000   1.864E-07 
         ~18      SISMAX LinRespSpec         Max   4.061E-08   2.904E-08    0.000018    0.000000   1.297E-06 
         ~18      SISMAY LinRespSpec         Max   9.499E-10   2.955E-07    0.000071    0.000000   4.445E-07 
         ~18        TERM   LinStatic                0.000000  -1.726E-10  -5.425E-06    0.000000  -1.261E-06 
         ~18       COMB1 Combination         Max    0.000000  -1.765E-09   -0.007856    0.000000   -0.000011 
         ~18       COMB1 Combination         Min    0.000000  -1.765E-09   -0.007856    0.000000   -0.000011 
         ~18       COMB2 Combination         Max    0.000000  -2.707E-09   -0.008580    0.000000   -0.000013 
         ~18       COMB2 Combination         Min    0.000000  -2.707E-09   -0.008580    0.000000   -0.000013 
         ~18       COMB3 Combination         Max    0.000000  -1.533E-09   -0.007678    0.000000   -0.000011 
         ~18       COMB3 Combination         Min    0.000000  -1.533E-09   -0.007678    0.000000   -0.000011 
         ~18       COMB4 Combination         Max    0.000000   5.662E-09   -0.007700    0.000000   -0.000011 
         ~18       COMB4 Combination         Min    0.000000   5.662E-09   -0.007700    0.000000   -0.000011 
         ~18       COMB5 Combination         Max    0.000000  -2.474E-09   -0.008403    0.000000   -0.000013 
         ~18       COMB5 Combination         Min    0.000000  -2.474E-09   -0.008403    0.000000   -0.000013 
         ~18       COMB6 Combination         Max    0.000000   4.720E-09   -0.008424    0.000000   -0.000013 
         ~18       COMB6 Combination         Min    0.000000   4.720E-09   -0.008424    0.000000   -0.000013 
         ~18       COMB7 Combination         Max    0.000000  -1.420E-09   -0.007845    0.000000  -8.840E-06 
         ~18       COMB7 Combination         Min    0.000000  -1.420E-09   -0.007845    0.000000  -8.840E-06 
         ~18       COMB8 Combination         Max    0.000000  -2.362E-09   -0.008570    0.000000   -0.000010 
         ~18       COMB8 Combination         Min    0.000000  -2.362E-09   -0.008570    0.000000   -0.000010 
         ~18       COMB9 Combination         Max    0.000000  -1.188E-09   -0.007668    0.000000  -8.558E-06 
         ~18       COMB9 Combination         Min    0.000000  -1.188E-09   -0.007668    0.000000  -8.558E-06 
         ~18      COMB10 Combination         Max    0.000000   6.007E-09   -0.007689    0.000000  -8.654E-06 
         ~18      COMB10 Combination         Min    0.000000   6.007E-09   -0.007689    0.000000  -8.654E-06 
         ~18      COMB11 Combination         Max    0.000000  -2.129E-09   -0.008392    0.000000   -0.000010 
         ~18      COMB11 Combination         Min    0.000000  -2.129E-09   -0.008392    0.000000   -0.000010 
         ~18      COMB12 Combination         Max    0.000000   5.065E-09   -0.008414    0.000000   -0.000010 
         ~18      COMB12 Combination         Min    0.000000   5.065E-09   -0.008414    0.000000   -0.000010 
         ~18      COMB13 Combination         Max   4.061E-08   2.651E-08   -0.008557    0.000000   -0.000010 
         ~18      COMB13 Combination         Min  -4.061E-08  -3.158E-08   -0.008593    0.000000   -0.000013 
         ~18      COMB14 Combination         Max   9.499E-10   2.929E-07   -0.008504    0.000000   -0.000011 
         ~18      COMB14 Combination         Min  -9.499E-10  -2.980E-07   -0.008646    0.000000   -0.000012 
         ~18         INV Combination         Max   4.061E-08   2.929E-07   -0.007668    0.000000  -8.558E-06 
         ~18         INV Combination         Min  -4.061E-08  -2.980E-07   -0.008646    0.000000   -0.000013 
         ~19          PP   LinStatic                0.000000  -1.686E-10   -0.006160    0.000000  -6.815E-06 
         ~19        PERM   LinStatic                0.000000  -1.063E-09   -0.001682    0.000000  -1.827E-06 
         ~19        NEVE   LinStatic                0.000000  -7.275E-10   -0.000723    0.000000  -1.250E-06 
         ~19      VENTOX   LinStatic                0.000000   1.796E-10    0.000177    0.000000   2.322E-07 
         ~19      VENTOY   LinStatic                0.000000   5.572E-09    0.000156    0.000000   1.428E-07 
         ~19      SISMAX LinRespSpec         Max   4.061E-08   2.701E-08    0.000017    0.000000   1.293E-06 
         ~19      SISMAY LinRespSpec         Max   9.499E-10   2.637E-07    0.000070    0.000000   4.259E-07 
         ~19        TERM   LinStatic                0.000000  -1.345E-10  -4.332E-06    0.000000  -1.260E-06 
         ~19       COMB1 Combination         Max    0.000000  -1.366E-09   -0.007847    0.000000  -9.902E-06 
         ~19       COMB1 Combination         Min    0.000000  -1.366E-09   -0.007847    0.000000  -9.902E-06 
         ~19       COMB2 Combination         Max    0.000000  -2.094E-09   -0.008570    0.000000   -0.000011 
         ~19       COMB2 Combination         Min    0.000000  -2.094E-09   -0.008570    0.000000   -0.000011 
         ~19       COMB3 Combination         Max    0.000000  -1.187E-09   -0.007669    0.000000  -9.670E-06 
         ~19       COMB3 Combination         Min    0.000000  -1.187E-09   -0.007669    0.000000  -9.670E-06 
         ~19       COMB4 Combination         Max    0.000000   4.206E-09   -0.007691    0.000000  -9.759E-06 
         ~19       COMB4 Combination         Min    0.000000   4.206E-09   -0.007691    0.000000  -9.759E-06 
         ~19       COMB5 Combination         Max    0.000000  -1.914E-09   -0.008393    0.000000   -0.000011 
         ~19       COMB5 Combination         Min    0.000000  -1.914E-09   -0.008393    0.000000   -0.000011 
         ~19       COMB6 Combination         Max    0.000000   3.478E-09   -0.008414    0.000000   -0.000011 
         ~19       COMB6 Combination         Min    0.000000   3.478E-09   -0.008414    0.000000   -0.000011 
         ~19       COMB7 Combination         Max    0.000000  -1.097E-09   -0.007838    0.000000  -7.382E-06 
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         ~19       COMB7 Combination         Min    0.000000  -1.097E-09   -0.007838    0.000000  -7.382E-06 
         ~19       COMB8 Combination         Max    0.000000  -1.825E-09   -0.008561    0.000000  -8.632E-06 
         ~19       COMB8 Combination         Min    0.000000  -1.825E-09   -0.008561    0.000000  -8.632E-06 
         ~19       COMB9 Combination         Max    0.000000  -9.178E-10   -0.007661    0.000000  -7.150E-06 
         ~19       COMB9 Combination         Min    0.000000  -9.178E-10   -0.007661    0.000000  -7.150E-06 
         ~19      COMB10 Combination         Max    0.000000   4.475E-09   -0.007682    0.000000  -7.239E-06 
         ~19      COMB10 Combination         Min    0.000000   4.475E-09   -0.007682    0.000000  -7.239E-06 
         ~19      COMB11 Combination         Max    0.000000  -1.645E-09   -0.008384    0.000000  -8.400E-06 
         ~19      COMB11 Combination         Min    0.000000  -1.645E-09   -0.008384    0.000000  -8.400E-06 
         ~19      COMB12 Combination         Max    0.000000   3.747E-09   -0.008406    0.000000  -8.490E-06 
         ~19      COMB12 Combination         Min    0.000000   3.747E-09   -0.008406    0.000000  -8.490E-06 
         ~19      COMB13 Combination         Max   4.061E-08   2.505E-08   -0.008549    0.000000  -8.600E-06 
         ~19      COMB13 Combination         Min  -4.061E-08  -2.897E-08   -0.008583    0.000000   -0.000011 
         ~19      COMB14 Combination         Max   9.499E-10   2.617E-07   -0.008495    0.000000  -9.467E-06 
         ~19      COMB14 Combination         Min  -9.499E-10  -2.657E-07   -0.008636    0.000000   -0.000010 
         ~19         INV Combination         Max   4.061E-08   2.617E-07   -0.007661    0.000000  -7.150E-06 
         ~19         INV Combination         Min  -4.061E-08  -2.657E-07   -0.008636    0.000000   -0.000011 
         ~20          PP   LinStatic                0.000000  -7.991E-11   -0.006156    0.000000  -3.505E-06 
         ~20        PERM   LinStatic                0.000000  -4.959E-10   -0.001681    0.000000  -9.494E-07 
         ~20        NEVE   LinStatic                0.000000  -3.393E-10   -0.000723    0.000000  -6.502E-07 
         ~20      VENTOX   LinStatic                0.000000   8.372E-11    0.000177    0.000000   1.133E-07 
         ~20      VENTOY   LinStatic                0.000000   2.454E-09    0.000156    0.000000   6.150E-08 
         ~20      SISMAX LinRespSpec         Max   2.502E-08   1.466E-08    0.000016    0.000000   7.995E-07 
         ~20      SISMAY LinRespSpec         Max   5.853E-10   1.366E-07    0.000070    0.000000   2.528E-07 
         ~20        TERM   LinStatic                0.000000  -6.370E-11  -3.359E-06    0.000000  -7.814E-07 
         ~20       COMB1 Combination         Max    0.000000  -6.395E-10   -0.007841    0.000000  -5.236E-06 
         ~20       COMB1 Combination         Min    0.000000  -6.395E-10   -0.007841    0.000000  -5.236E-06 
         ~20       COMB2 Combination         Max    0.000000  -9.788E-10   -0.008563    0.000000  -5.886E-06 
         ~20       COMB2 Combination         Min    0.000000  -9.788E-10   -0.008563    0.000000  -5.886E-06 
         ~20       COMB3 Combination         Max    0.000000  -5.558E-10   -0.007663    0.000000  -5.122E-06 
         ~20       COMB3 Combination         Min    0.000000  -5.558E-10   -0.007663    0.000000  -5.122E-06 
         ~20       COMB4 Combination         Max    0.000000   1.814E-09   -0.007685    0.000000  -5.174E-06 
         ~20       COMB4 Combination         Min    0.000000   1.814E-09   -0.007685    0.000000  -5.174E-06 
         ~20       COMB5 Combination         Max    0.000000  -8.950E-10   -0.008386    0.000000  -5.773E-06 
         ~20       COMB5 Combination         Min    0.000000  -8.950E-10   -0.008386    0.000000  -5.773E-06 
         ~20       COMB6 Combination         Max    0.000000   1.475E-09   -0.008407    0.000000  -5.824E-06 
         ~20       COMB6 Combination         Min    0.000000   1.475E-09   -0.008407    0.000000  -5.824E-06 
         ~20       COMB7 Combination         Max    0.000000  -5.121E-10   -0.007834    0.000000  -3.673E-06 
         ~20       COMB7 Combination         Min    0.000000  -5.121E-10   -0.007834    0.000000  -3.673E-06 
         ~20       COMB8 Combination         Max    0.000000  -8.514E-10   -0.008557    0.000000  -4.323E-06 
         ~20       COMB8 Combination         Min    0.000000  -8.514E-10   -0.008557    0.000000  -4.323E-06 
         ~20       COMB9 Combination         Max    0.000000  -4.284E-10   -0.007657    0.000000  -3.560E-06 
         ~20       COMB9 Combination         Min    0.000000  -4.284E-10   -0.007657    0.000000  -3.560E-06 
         ~20      COMB10 Combination         Max    0.000000   1.942E-09   -0.007678    0.000000  -3.611E-06 
         ~20      COMB10 Combination         Min    0.000000   1.942E-09   -0.007678    0.000000  -3.611E-06 
         ~20      COMB11 Combination         Max    0.000000  -7.676E-10   -0.008379    0.000000  -4.210E-06 
         ~20      COMB11 Combination         Min    0.000000  -7.676E-10   -0.008379    0.000000  -4.210E-06 
         ~20      COMB12 Combination         Max    0.000000   1.602E-09   -0.008401    0.000000  -4.262E-06 
         ~20      COMB12 Combination         Min    0.000000   1.602E-09   -0.008401    0.000000  -4.262E-06 
         ~20      COMB13 Combination         Max   2.502E-08   1.375E-08   -0.008544    0.000000  -4.305E-06 
         ~20      COMB13 Combination         Min  -2.502E-08  -1.558E-08   -0.008576    0.000000  -5.904E-06 
         ~20      COMB14 Combination         Max   5.853E-10   1.357E-07   -0.008490    0.000000  -4.852E-06 
         ~20      COMB14 Combination         Min  -5.853E-10  -1.375E-07   -0.008630    0.000000  -5.357E-06 
         ~20         INV Combination         Max   2.502E-08   1.357E-07   -0.007657    0.000000  -3.560E-06 
         ~20         INV Combination         Min  -2.502E-08  -1.375E-07   -0.008630    0.000000  -5.904E-06 
         ~21          PP   LinStatic                0.000000   3.473E-11   -0.006152    0.000000  -2.014E-06 
         ~21        PERM   LinStatic                0.000000   2.644E-10   -0.001680    0.000000  -3.738E-07 
         ~21        NEVE   LinStatic                0.000000   1.809E-10   -0.000722    0.000000  -2.551E-07 
         ~21      VENTOX   LinStatic                0.000000  -4.445E-11    0.000177    0.000000   2.324E-08 
         ~21      VENTOY   LinStatic                0.000000  -9.674E-10    0.000156    0.000000  -5.659E-08 
         ~21      SISMAX LinRespSpec         Max   2.894E-08   1.282E-08    0.000015    0.000000   6.769E-07 
         ~21      SISMAY LinRespSpec         Max   5.084E-09   1.735E-07    0.000070    0.000000   3.207E-07 
         ~21        TERM   LinStatic                0.000000   2.790E-11  -2.391E-06    0.000000  -5.831E-07 
         ~21       COMB1 Combination         Max    0.000000   3.271E-10   -0.007835    0.000000  -2.971E-06 
         ~21       COMB1 Combination         Min    0.000000   3.271E-10   -0.007835    0.000000  -2.971E-06 
         ~21       COMB2 Combination         Max    0.000000   5.080E-10   -0.008557    0.000000  -3.226E-06 
         ~21       COMB2 Combination         Min    0.000000   5.080E-10   -0.008557    0.000000  -3.226E-06 
         ~21       COMB3 Combination         Max    0.000000   2.826E-10   -0.007658    0.000000  -2.947E-06 
         ~21       COMB3 Combination         Min    0.000000   2.826E-10   -0.007658    0.000000  -2.947E-06 
         ~21       COMB4 Combination         Max    0.000000  -6.403E-10   -0.007679    0.000000  -3.027E-06 
         ~21       COMB4 Combination         Min    0.000000  -6.403E-10   -0.007679    0.000000  -3.027E-06 
         ~21       COMB5 Combination         Max    0.000000   4.635E-10   -0.008380    0.000000  -3.202E-06 
         ~21       COMB5 Combination         Min    0.000000   4.635E-10   -0.008380    0.000000  -3.202E-06 
         ~21       COMB6 Combination         Max    0.000000  -4.594E-10   -0.008401    0.000000  -3.282E-06 
         ~21       COMB6 Combination         Min    0.000000  -4.594E-10   -0.008401    0.000000  -3.282E-06 
         ~21       COMB7 Combination         Max    0.000000   2.712E-10   -0.007830    0.000000  -1.804E-06 
         ~21       COMB7 Combination         Min    0.000000   2.712E-10   -0.007830    0.000000  -1.804E-06 
         ~21       COMB8 Combination         Max    0.000000   4.522E-10   -0.008552    0.000000  -2.059E-06 
         ~21       COMB8 Combination         Min    0.000000   4.522E-10   -0.008552    0.000000  -2.059E-06 
         ~21       COMB9 Combination         Max    0.000000   2.268E-10   -0.007653    0.000000  -1.781E-06 
         ~21       COMB9 Combination         Min    0.000000   2.268E-10   -0.007653    0.000000  -1.781E-06 
         ~21      COMB10 Combination         Max    0.000000  -6.962E-10   -0.007674    0.000000  -1.861E-06 
         ~21      COMB10 Combination         Min    0.000000  -6.962E-10   -0.007674    0.000000  -1.861E-06 
         ~21      COMB11 Combination         Max    0.000000   4.077E-10   -0.008375    0.000000  -2.036E-06 
         ~21      COMB11 Combination         Min    0.000000   4.077E-10   -0.008375    0.000000  -2.036E-06 
         ~21      COMB12 Combination         Max    0.000000  -5.152E-10   -0.008396    0.000000  -2.116E-06 
         ~21      COMB12 Combination         Min    0.000000  -5.152E-10   -0.008396    0.000000  -2.116E-06 
         ~21      COMB13 Combination         Max   2.894E-08   1.330E-08   -0.008539    0.000000  -1.966E-06 
         ~21      COMB13 Combination         Min  -2.894E-08  -1.234E-08   -0.008570    0.000000  -3.320E-06 
         ~21      COMB14 Combination         Max   5.084E-09   1.740E-07   -0.008485    0.000000  -2.322E-06 
         ~21      COMB14 Combination         Min  -5.084E-09  -1.730E-07   -0.008624    0.000000  -2.963E-06 
         ~21         INV Combination         Max   2.894E-08   1.740E-07   -0.007653    0.000000  -1.781E-06 
         ~21         INV Combination         Min  -2.894E-08  -1.730E-07   -0.008624    0.000000  -3.320E-06 
         ~22          PP   LinStatic                0.000000   4.341E-11   -0.006149    0.000000  -2.079E-06 
         ~22        PERM   LinStatic                0.000000   4.218E-10   -0.001680    0.000000  -3.053E-07 
         ~22        NEVE   LinStatic                0.000000   2.886E-10   -0.000722    0.000000  -2.087E-07 
         ~22      VENTOX   LinStatic                0.000000  -7.077E-11    0.000177    0.000000  -1.218E-08 
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         ~22      VENTOY   LinStatic                0.000000  -1.453E-09    0.000156    0.000000  -1.349E-07 
         ~22      SISMAX LinRespSpec         Max   4.697E-08   2.193E-08    0.000014    0.000000   1.087E-06 
         ~22      SISMAY LinRespSpec         Max   8.251E-09   3.096E-07    0.000069    0.000000   4.985E-07 
         ~22        TERM   LinStatic                0.000000   3.526E-11  -1.665E-06    0.000000  -9.390E-07 
         ~22       COMB1 Combination         Max    0.000000   5.004E-10   -0.007831    0.000000  -3.324E-06 
         ~22       COMB1 Combination         Min    0.000000   5.004E-10   -0.007831    0.000000  -3.324E-06 
         ~22       COMB2 Combination         Max    0.000000   7.890E-10   -0.008552    0.000000  -3.533E-06 
         ~22       COMB2 Combination         Min    0.000000   7.890E-10   -0.008552    0.000000  -3.533E-06 
         ~22       COMB3 Combination         Max    0.000000   4.297E-10   -0.007654    0.000000  -3.336E-06 
         ~22       COMB3 Combination         Min    0.000000   4.297E-10   -0.007654    0.000000  -3.336E-06 
         ~22       COMB4 Combination         Max    0.000000  -9.524E-10   -0.007675    0.000000  -3.459E-06 
         ~22       COMB4 Combination         Min    0.000000  -9.524E-10   -0.007675    0.000000  -3.459E-06 
         ~22       COMB5 Combination         Max    0.000000   7.182E-10   -0.008375    0.000000  -3.545E-06 
         ~22       COMB5 Combination         Min    0.000000   7.182E-10   -0.008375    0.000000  -3.545E-06 
         ~22       COMB6 Combination         Max    0.000000  -6.639E-10   -0.008396    0.000000  -3.667E-06 
         ~22       COMB6 Combination         Min    0.000000  -6.639E-10   -0.008396    0.000000  -3.667E-06 
         ~22       COMB7 Combination         Max    0.000000   4.299E-10   -0.007827    0.000000  -1.446E-06 
         ~22       COMB7 Combination         Min    0.000000   4.299E-10   -0.007827    0.000000  -1.446E-06 
         ~22       COMB8 Combination         Max    0.000000   7.185E-10   -0.008549    0.000000  -1.655E-06 
         ~22       COMB8 Combination         Min    0.000000   7.185E-10   -0.008549    0.000000  -1.655E-06 
         ~22       COMB9 Combination         Max    0.000000   3.591E-10   -0.007650    0.000000  -1.458E-06 
         ~22       COMB9 Combination         Min    0.000000   3.591E-10   -0.007650    0.000000  -1.458E-06 
         ~22      COMB10 Combination         Max    0.000000  -1.023E-09   -0.007671    0.000000  -1.581E-06 
         ~22      COMB10 Combination         Min    0.000000  -1.023E-09   -0.007671    0.000000  -1.581E-06 
         ~22      COMB11 Combination         Max    0.000000   6.477E-10   -0.008372    0.000000  -1.667E-06 
         ~22      COMB11 Combination         Min    0.000000   6.477E-10   -0.008372    0.000000  -1.667E-06 
         ~22      COMB12 Combination         Max    0.000000  -7.344E-10   -0.008393    0.000000  -1.789E-06 
         ~22      COMB12 Combination         Min    0.000000  -7.344E-10   -0.008393    0.000000  -1.789E-06 
         ~22      COMB13 Combination         Max   4.697E-08   2.268E-08   -0.008536    0.000000  -1.507E-06 
         ~22      COMB13 Combination         Min  -4.697E-08  -2.117E-08   -0.008565    0.000000  -3.680E-06 
         ~22      COMB14 Combination         Max   8.251E-09   3.104E-07   -0.008481    0.000000  -2.095E-06 
         ~22      COMB14 Combination         Min  -8.251E-09  -3.089E-07   -0.008620    0.000000  -3.092E-06 
         ~22         INV Combination         Max   4.697E-08   3.104E-07   -0.007650    0.000000  -1.446E-06 
         ~22         INV Combination         Min  -4.697E-08  -3.089E-07   -0.008620    0.000000  -3.680E-06 
         ~23          PP   LinStatic                0.000000   3.477E-11   -0.006148    0.000000  -9.206E-07 
         ~23        PERM   LinStatic                0.000000   4.458E-10   -0.001680    0.000000  -9.959E-09 
         ~23        NEVE   LinStatic                0.000000   3.050E-10   -0.000722    0.000000  -7.029E-09 
         ~23      VENTOX   LinStatic                0.000000  -7.469E-11    0.000177    0.000000  -6.163E-08 
         ~23      VENTOY   LinStatic                0.000000  -1.452E-09    0.000156    0.000000  -1.785E-07 
         ~23      SISMAX LinRespSpec         Max   4.697E-08   2.162E-08    0.000013    0.000000   1.083E-06 
         ~23      SISMAY LinRespSpec         Max   8.251E-09   2.937E-07    0.000069    0.000000   4.804E-07 
         ~23        TERM   LinStatic                0.000000   2.869E-11  -8.509E-07    0.000000  -9.387E-07 
         ~23       COMB1 Combination         Max    0.000000   5.092E-10   -0.007828    0.000000  -1.869E-06 
         ~23       COMB1 Combination         Min    0.000000   5.092E-10   -0.007828    0.000000  -1.869E-06 
         ~23       COMB2 Combination         Max    0.000000   8.142E-10   -0.008550    0.000000  -1.876E-06 
         ~23       COMB2 Combination         Min    0.000000   8.142E-10   -0.008550    0.000000  -1.876E-06 
         ~23       COMB3 Combination         Max    0.000000   4.345E-10   -0.007651    0.000000  -1.931E-06 
         ~23       COMB3 Combination         Min    0.000000   4.345E-10   -0.007651    0.000000  -1.931E-06 
         ~23       COMB4 Combination         Max    0.000000  -9.427E-10   -0.007672    0.000000  -2.048E-06 
         ~23       COMB4 Combination         Min    0.000000  -9.427E-10   -0.007672    0.000000  -2.048E-06 
         ~23       COMB5 Combination         Max    0.000000   7.395E-10   -0.008373    0.000000  -1.938E-06 
         ~23       COMB5 Combination         Min    0.000000   7.395E-10   -0.008373    0.000000  -1.938E-06 
         ~23       COMB6 Combination         Max    0.000000  -6.377E-10   -0.008394    0.000000  -2.055E-06 
         ~23       COMB6 Combination         Min    0.000000  -6.377E-10   -0.008394    0.000000  -2.055E-06 
         ~23       COMB7 Combination         Max    0.000000   4.519E-10   -0.007827    0.000000   8.047E-09 
         ~23       COMB7 Combination         Min    0.000000   4.519E-10   -0.007827    0.000000   8.047E-09 
         ~23       COMB8 Combination         Max    0.000000   7.568E-10   -0.008548    0.000000   1.018E-09 
         ~23       COMB8 Combination         Min    0.000000   7.568E-10   -0.008548    0.000000   1.018E-09 
         ~23       COMB9 Combination         Max    0.000000   3.772E-10   -0.007650    0.000000  -5.358E-08 
         ~23       COMB9 Combination         Min    0.000000   3.772E-10   -0.007650    0.000000  -5.358E-08 
         ~23      COMB10 Combination         Max    0.000000  -1.000E-09   -0.007671    0.000000  -1.704E-07 
         ~23      COMB10 Combination         Min    0.000000  -1.000E-09   -0.007671    0.000000  -1.704E-07 
         ~23      COMB11 Combination         Max    0.000000   6.822E-10   -0.008371    0.000000  -6.061E-08 
         ~23      COMB11 Combination         Min    0.000000   6.822E-10   -0.008371    0.000000  -6.061E-08 
         ~23      COMB12 Combination         Max    0.000000  -6.951E-10   -0.008392    0.000000  -1.774E-07 
         ~23      COMB12 Combination         Min    0.000000  -6.951E-10   -0.008392    0.000000  -1.774E-07 
         ~23      COMB13 Combination         Max   4.697E-08   2.241E-08   -0.008536    0.000000   1.456E-07 
         ~23      COMB13 Combination         Min  -4.697E-08  -2.084E-08   -0.008562    0.000000  -2.021E-06 
         ~23      COMB14 Combination         Max   8.251E-09   2.945E-07   -0.008480    0.000000  -4.572E-07 
         ~23      COMB14 Combination         Min  -8.251E-09  -2.929E-07   -0.008618    0.000000  -1.418E-06 
         ~23         INV Combination         Max   4.697E-08   2.945E-07   -0.007650    0.000000   1.456E-07 
         ~23         INV Combination         Min  -4.697E-08  -2.929E-07   -0.008618    0.000000  -2.055E-06 
         ~24          PP   LinStatic                0.000000   1.730E-11   -0.006148    0.000000   1.513E-07 
         ~24        PERM   LinStatic                0.000000   3.128E-10   -0.001680    0.000000   1.781E-07 
         ~24        NEVE   LinStatic                0.000000   2.140E-10   -0.000722    0.000000   1.212E-07 
         ~24      VENTOX   LinStatic                0.000000  -5.234E-11    0.000177    0.000000  -6.905E-08 
         ~24      VENTOY   LinStatic                0.000000  -9.655E-10    0.000156    0.000000  -1.379E-07 
         ~24      SISMAX LinRespSpec         Max   2.894E-08   1.226E-08    0.000013    0.000000   6.701E-07 
         ~24      SISMAY LinRespSpec         Max   5.084E-09   1.453E-07    0.000068    0.000000   2.870E-07 
         ~24        TERM   LinStatic                0.000000   1.465E-11  -1.259E-07    0.000000  -5.824E-07 
         ~24       COMB1 Combination         Max    0.000000   3.448E-10   -0.007828    0.000000  -2.530E-07 
         ~24       COMB1 Combination         Min    0.000000   3.448E-10   -0.007828    0.000000  -2.530E-07 
         ~24       COMB2 Combination         Max    0.000000   5.588E-10   -0.008550    0.000000  -1.318E-07 
         ~24       COMB2 Combination         Min    0.000000   5.588E-10   -0.008550    0.000000  -1.318E-07 
         ~24       COMB3 Combination         Max    0.000000   2.924E-10   -0.007651    0.000000  -3.221E-07 
         ~24       COMB3 Combination         Min    0.000000   2.924E-10   -0.007651    0.000000  -3.221E-07 
         ~24       COMB4 Combination         Max    0.000000  -6.207E-10   -0.007672    0.000000  -3.910E-07 
         ~24       COMB4 Combination         Min    0.000000  -6.207E-10   -0.007672    0.000000  -3.910E-07 
         ~24       COMB5 Combination         Max    0.000000   5.065E-10   -0.008373    0.000000  -2.009E-07 
         ~24       COMB5 Combination         Min    0.000000   5.065E-10   -0.008373    0.000000  -2.009E-07 
         ~24       COMB6 Combination         Max    0.000000  -4.067E-10   -0.008394    0.000000  -2.697E-07 
         ~24       COMB6 Combination         Min    0.000000  -4.067E-10   -0.008394    0.000000  -2.697E-07 
         ~24       COMB7 Combination         Max    0.000000   3.155E-10   -0.007828    0.000000   9.119E-07 
         ~24       COMB7 Combination         Min    0.000000   3.155E-10   -0.007828    0.000000   9.119E-07 
         ~24       COMB8 Combination         Max    0.000000   5.295E-10   -0.008550    0.000000   1.033E-06 
         ~24       COMB8 Combination         Min    0.000000   5.295E-10   -0.008550    0.000000   1.033E-06 
         ~24       COMB9 Combination         Max    0.000000   2.632E-10   -0.007651    0.000000   8.428E-07 
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         ~24       COMB9 Combination         Min    0.000000   2.632E-10   -0.007651    0.000000   8.428E-07 
         ~24      COMB10 Combination         Max    0.000000  -6.500E-10   -0.007672    0.000000   7.739E-07 
         ~24      COMB10 Combination         Min    0.000000  -6.500E-10   -0.007672    0.000000   7.739E-07 
         ~24      COMB11 Combination         Max    0.000000   4.772E-10   -0.008373    0.000000   9.640E-07 
         ~24      COMB11 Combination         Min    0.000000   4.772E-10   -0.008373    0.000000   9.640E-07 
         ~24      COMB12 Combination         Max    0.000000  -4.359E-10   -0.008394    0.000000   8.952E-07 
         ~24      COMB12 Combination         Min    0.000000  -4.359E-10   -0.008394    0.000000   8.952E-07 
         ~24      COMB13 Combination         Max   2.894E-08   1.281E-08   -0.008538    0.000000   1.121E-06 
         ~24      COMB13 Combination         Min  -2.894E-08  -1.172E-08   -0.008563    0.000000  -2.195E-07 
         ~24      COMB14 Combination         Max   5.084E-09   1.458E-07   -0.008482    0.000000   7.376E-07 
         ~24      COMB14 Combination         Min  -5.084E-09  -1.448E-07   -0.008619    0.000000   1.637E-07 
         ~24         INV Combination         Max   2.894E-08   1.458E-07   -0.007651    0.000000   1.121E-06 
         ~24         INV Combination         Min  -2.894E-08  -1.448E-07   -0.008619    0.000000  -3.910E-07 
         ~25          PP   LinStatic                0.000000  -8.929E-12   -0.006145    0.000000  -5.699E-06 
         ~25        PERM   LinStatic                0.000000  -2.711E-10   -0.001679    0.000000  -1.541E-06 
         ~25        NEVE   LinStatic                0.000000  -1.855E-10   -0.000721    0.000000  -1.054E-06 
         ~25      VENTOX   LinStatic                0.000000   4.516E-11    0.000177    0.000000   2.289E-07 
         ~25      VENTOY   LinStatic                0.000000   6.403E-10    0.000156    0.000000   8.154E-08 
         ~25      SISMAX LinRespSpec         Max   2.166E-08   1.466E-08    0.000012    0.000000   5.257E-07 
         ~25      SISMAY LinRespSpec         Max   3.268E-09   1.617E-07    0.000068    0.000000   5.383E-07 
         ~25        TERM   LinStatic                0.000000  -8.073E-12   5.183E-07    0.000000  -3.255E-07 
         ~25       COMB1 Combination         Max    0.000000  -2.881E-10   -0.007823    0.000000  -7.566E-06 
         ~25       COMB1 Combination         Min    0.000000  -2.881E-10   -0.007823    0.000000  -7.566E-06 
         ~25       COMB2 Combination         Max    0.000000  -4.735E-10   -0.008544    0.000000  -8.620E-06 
         ~25       COMB2 Combination         Min    0.000000  -4.735E-10   -0.008544    0.000000  -8.620E-06 
         ~25       COMB3 Combination         Max    0.000000  -2.429E-10   -0.007646    0.000000  -7.337E-06 
         ~25       COMB3 Combination         Min    0.000000  -2.429E-10   -0.007646    0.000000  -7.337E-06 
         ~25       COMB4 Combination         Max    0.000000   3.522E-10   -0.007667    0.000000  -7.484E-06 
         ~25       COMB4 Combination         Min    0.000000   3.522E-10   -0.007667    0.000000  -7.484E-06 
         ~25       COMB5 Combination         Max    0.000000  -4.284E-10   -0.008367    0.000000  -8.391E-06 
         ~25       COMB5 Combination         Min    0.000000  -4.284E-10   -0.008367    0.000000  -8.391E-06 
         ~25       COMB6 Combination         Max    0.000000   1.667E-10   -0.008388    0.000000  -8.539E-06 
         ~25       COMB6 Combination         Min    0.000000   1.667E-10   -0.008388    0.000000  -8.539E-06 
         ~25       COMB7 Combination         Max    0.000000  -2.719E-10   -0.007824    0.000000  -6.915E-06 
         ~25       COMB7 Combination         Min    0.000000  -2.719E-10   -0.007824    0.000000  -6.915E-06 
         ~25       COMB8 Combination         Max    0.000000  -4.574E-10   -0.008545    0.000000  -7.969E-06 
         ~25       COMB8 Combination         Min    0.000000  -4.574E-10   -0.008545    0.000000  -7.969E-06 
         ~25       COMB9 Combination         Max    0.000000  -2.268E-10   -0.007647    0.000000  -6.686E-06 
         ~25       COMB9 Combination         Min    0.000000  -2.268E-10   -0.007647    0.000000  -6.686E-06 
         ~25      COMB10 Combination         Max    0.000000   3.684E-10   -0.007668    0.000000  -6.833E-06 
         ~25      COMB10 Combination         Min    0.000000   3.684E-10   -0.007668    0.000000  -6.833E-06 
         ~25      COMB11 Combination         Max    0.000000  -4.122E-10   -0.008368    0.000000  -7.740E-06 
         ~25      COMB11 Combination         Min    0.000000  -4.122E-10   -0.008368    0.000000  -7.740E-06 
         ~25      COMB12 Combination         Max    0.000000   1.829E-10   -0.008389    0.000000  -7.887E-06 
         ~25      COMB12 Combination         Min    0.000000   1.829E-10   -0.008389    0.000000  -7.887E-06 
         ~25      COMB13 Combination         Max   2.166E-08   1.419E-08   -0.008533    0.000000  -7.769E-06 
         ~25      COMB13 Combination         Min  -2.166E-08  -1.512E-08   -0.008556    0.000000  -8.820E-06 
         ~25      COMB14 Combination         Max   3.268E-09   1.612E-07   -0.008477    0.000000  -7.756E-06 
         ~25      COMB14 Combination         Min  -3.268E-09  -1.621E-07   -0.008612    0.000000  -8.833E-06 
         ~25         INV Combination         Max   2.166E-08   1.612E-07   -0.007646    0.000000  -6.686E-06 
         ~25         INV Combination         Min  -2.166E-08  -1.621E-07   -0.008612    0.000000  -8.833E-06 
         ~26          PP   LinStatic                0.000000  -1.157E-11   -0.006137    0.000000  -8.021E-06 
         ~26        PERM   LinStatic                0.000000  -3.300E-10   -0.001677    0.000000  -2.187E-06 
         ~26        NEVE   LinStatic                0.000000  -2.258E-10   -0.000720    0.000000  -1.496E-06 
         ~26      VENTOX   LinStatic                0.000000   5.479E-11    0.000177    0.000000   3.192E-07 
         ~26      VENTOY   LinStatic                0.000000   5.506E-10    0.000156    0.000000   8.761E-08 
         ~26      SISMAX LinRespSpec         Max   3.515E-08   2.700E-08    0.000011    0.000000   8.441E-07 
         ~26      SISMAY LinRespSpec         Max   5.303E-09   3.104E-07    0.000067    0.000000   8.497E-07 
         ~26        TERM   LinStatic                0.000000  -1.047E-11   9.235E-07    0.000000  -5.248E-07 
         ~26       COMB1 Combination         Max    0.000000  -3.520E-10   -0.007813    0.000000   -0.000011 
         ~26       COMB1 Combination         Min    0.000000  -3.520E-10   -0.007813    0.000000   -0.000011 
         ~26       COMB2 Combination         Max    0.000000  -5.778E-10   -0.008533    0.000000   -0.000012 
         ~26       COMB2 Combination         Min    0.000000  -5.778E-10   -0.008533    0.000000   -0.000012 
         ~26       COMB3 Combination         Max    0.000000  -2.973E-10   -0.007636    0.000000   -0.000010 
         ~26       COMB3 Combination         Min    0.000000  -2.973E-10   -0.007636    0.000000   -0.000010 
         ~26       COMB4 Combination         Max    0.000000   1.986E-10   -0.007657    0.000000   -0.000011 
         ~26       COMB4 Combination         Min    0.000000   1.986E-10   -0.007657    0.000000   -0.000011 
         ~26       COMB5 Combination         Max    0.000000  -5.231E-10   -0.008356    0.000000   -0.000012 
         ~26       COMB5 Combination         Min    0.000000  -5.231E-10   -0.008356    0.000000   -0.000012 
         ~26       COMB6 Combination         Max    0.000000  -2.720E-11   -0.008377    0.000000   -0.000012 
         ~26       COMB6 Combination         Min    0.000000  -2.720E-11   -0.008377    0.000000   -0.000012 
         ~26       COMB7 Combination         Max    0.000000  -3.311E-10   -0.007815    0.000000  -9.683E-06 
         ~26       COMB7 Combination         Min    0.000000  -3.311E-10   -0.007815    0.000000  -9.683E-06 
         ~26       COMB8 Combination         Max    0.000000  -5.569E-10   -0.008535    0.000000   -0.000011 
         ~26       COMB8 Combination         Min    0.000000  -5.569E-10   -0.008535    0.000000   -0.000011 
         ~26       COMB9 Combination         Max    0.000000  -2.763E-10   -0.007638    0.000000  -9.364E-06 
         ~26       COMB9 Combination         Min    0.000000  -2.763E-10   -0.007638    0.000000  -9.364E-06 
         ~26      COMB10 Combination         Max    0.000000   2.195E-10   -0.007659    0.000000  -9.596E-06 
         ~26      COMB10 Combination         Min    0.000000   2.195E-10   -0.007659    0.000000  -9.596E-06 
         ~26      COMB11 Combination         Max    0.000000  -5.021E-10   -0.008358    0.000000   -0.000011 
         ~26      COMB11 Combination         Min    0.000000  -5.021E-10   -0.008358    0.000000   -0.000011 
         ~26      COMB12 Combination         Max    0.000000  -6.258E-12   -0.008379    0.000000   -0.000011 
         ~26      COMB12 Combination         Min    0.000000  -6.258E-12   -0.008379    0.000000   -0.000011 
         ~26      COMB13 Combination         Max   3.515E-08   2.643E-08   -0.008523    0.000000   -0.000011 
         ~26      COMB13 Combination         Min  -3.515E-08  -2.757E-08   -0.008545    0.000000   -0.000013 
         ~26      COMB14 Combination         Max   5.303E-09   3.099E-07   -0.008467    0.000000   -0.000011 
         ~26      COMB14 Combination         Min  -5.303E-09  -3.110E-07   -0.008601    0.000000   -0.000013 
         ~26         INV Combination         Max   3.515E-08   3.099E-07   -0.007636    0.000000  -9.364E-06 
         ~26         INV Combination         Min  -3.515E-08  -3.110E-07   -0.008601    0.000000   -0.000013 
         ~27          PP   LinStatic                0.000000  -9.756E-12   -0.006131    0.000000  -6.866E-06 
         ~27        PERM   LinStatic                0.000000  -2.538E-10   -0.001675    0.000000  -1.893E-06 
         ~27        NEVE   LinStatic                0.000000  -1.737E-10   -0.000719    0.000000  -1.295E-06 
         ~27      VENTOX   LinStatic                0.000000   4.190E-11    0.000176    0.000000   2.698E-07 
         ~27      VENTOY   LinStatic                0.000000   1.455E-10    0.000156    0.000000   4.399E-08 
         ~27      SISMAX LinRespSpec         Max   3.515E-08   2.846E-08    0.000010    0.000000   8.413E-07 
         ~27      SISMAY LinRespSpec         Max   5.303E-09   3.028E-07    0.000066    0.000000   8.323E-07 
         ~27        TERM   LinStatic                0.000000  -8.832E-12   1.379E-06    0.000000  -5.251E-07 
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         ~27       COMB1 Combination         Max    0.000000  -2.724E-10   -0.007804    0.000000  -9.284E-06 
         ~27       COMB1 Combination         Min    0.000000  -2.724E-10   -0.007804    0.000000  -9.284E-06 
         ~27       COMB2 Combination         Max    0.000000  -4.461E-10   -0.008523    0.000000   -0.000011 
         ~27       COMB2 Combination         Min    0.000000  -4.461E-10   -0.008523    0.000000   -0.000011 
         ~27       COMB3 Combination         Max    0.000000  -2.305E-10   -0.007628    0.000000  -9.014E-06 
         ~27       COMB3 Combination         Min    0.000000  -2.305E-10   -0.007628    0.000000  -9.014E-06 
         ~27       COMB4 Combination         Max    0.000000  -1.270E-10   -0.007648    0.000000  -9.240E-06 
         ~27       COMB4 Combination         Min    0.000000  -1.270E-10   -0.007648    0.000000  -9.240E-06 
         ~27       COMB5 Combination         Max    0.000000  -4.042E-10   -0.008347    0.000000   -0.000010 
         ~27       COMB5 Combination         Min    0.000000  -4.042E-10   -0.008347    0.000000   -0.000010 
         ~27       COMB6 Combination         Max    0.000000  -3.006E-10   -0.008367    0.000000   -0.000011 
         ~27       COMB6 Combination         Min    0.000000  -3.006E-10   -0.008367    0.000000   -0.000011 
         ~27       COMB7 Combination         Max    0.000000  -2.548E-10   -0.007807    0.000000  -8.234E-06 
         ~27       COMB7 Combination         Min    0.000000  -2.548E-10   -0.007807    0.000000  -8.234E-06 
         ~27       COMB8 Combination         Max    0.000000  -4.285E-10   -0.008526    0.000000  -9.529E-06 
         ~27       COMB8 Combination         Min    0.000000  -4.285E-10   -0.008526    0.000000  -9.529E-06 
         ~27       COMB9 Combination         Max    0.000000  -2.129E-10   -0.007631    0.000000  -7.964E-06 
         ~27       COMB9 Combination         Min    0.000000  -2.129E-10   -0.007631    0.000000  -7.964E-06 
         ~27      COMB10 Combination         Max    0.000000  -1.093E-10   -0.007651    0.000000  -8.190E-06 
         ~27      COMB10 Combination         Min    0.000000  -1.093E-10   -0.007651    0.000000  -8.190E-06 
         ~27      COMB11 Combination         Max    0.000000  -3.865E-10   -0.008349    0.000000  -9.259E-06 
         ~27      COMB11 Combination         Min    0.000000  -3.865E-10   -0.008349    0.000000  -9.259E-06 
         ~27      COMB12 Combination         Max    0.000000  -2.830E-10   -0.008370    0.000000  -9.485E-06 
         ~27      COMB12 Combination         Min    0.000000  -2.830E-10   -0.008370    0.000000  -9.485E-06 
         ~27      COMB13 Combination         Max   3.515E-08   2.802E-08   -0.008514    0.000000  -9.213E-06 
         ~27      COMB13 Combination         Min  -3.515E-08  -2.890E-08   -0.008535    0.000000   -0.000011 
         ~27      COMB14 Combination         Max   5.303E-09   3.024E-07   -0.008458    0.000000  -9.222E-06 
         ~27      COMB14 Combination         Min  -5.303E-09  -3.033E-07   -0.008591    0.000000   -0.000011 
         ~27         INV Combination         Max   3.515E-08   3.024E-07   -0.007628    0.000000  -7.964E-06 
         ~27         INV Combination         Min  -3.515E-08  -3.033E-07   -0.008591    0.000000   -0.000011 
         ~28          PP   LinStatic                0.000000  -5.264E-12   -0.006127    0.000000  -3.542E-06 
         ~28        PERM   LinStatic                0.000000  -1.174E-10   -0.001674    0.000000  -9.914E-07 
         ~28        NEVE   LinStatic                0.000000  -8.035E-11   -0.000718    0.000000  -6.790E-07 
         ~28      VENTOX   LinStatic                0.000000   1.918E-11    0.000176    0.000000   1.368E-07 
         ~28      VENTOY   LinStatic                0.000000  -1.771E-10    0.000156    0.000000   1.452E-10 
         ~28      SISMAX LinRespSpec         Max   2.166E-08   1.759E-08   9.654E-06    0.000000   5.205E-07 
         ~28      SISMAY LinRespSpec         Max   3.268E-09   1.468E-07    0.000066    0.000000   5.058E-07 
         ~28        TERM   LinStatic                0.000000  -4.770E-12   1.785E-06    0.000000  -3.261E-07 
         ~28       COMB1 Combination         Max    0.000000  -1.275E-10   -0.007799    0.000000  -4.859E-06 
         ~28       COMB1 Combination         Min    0.000000  -1.275E-10   -0.007799    0.000000  -4.859E-06 
         ~28       COMB2 Combination         Max    0.000000  -2.078E-10   -0.008517    0.000000  -5.538E-06 
         ~28       COMB2 Combination         Min    0.000000  -2.078E-10   -0.008517    0.000000  -5.538E-06 
         ~28       COMB3 Combination         Max    0.000000  -1.083E-10   -0.007623    0.000000  -4.723E-06 
         ~28       COMB3 Combination         Min    0.000000  -1.083E-10   -0.007623    0.000000  -4.723E-06 
         ~28       COMB4 Combination         Max    0.000000  -3.046E-10   -0.007643    0.000000  -4.859E-06 
         ~28       COMB4 Combination         Min    0.000000  -3.046E-10   -0.007643    0.000000  -4.859E-06 
         ~28       COMB5 Combination         Max    0.000000  -1.886E-10   -0.008340    0.000000  -5.402E-06 
         ~28       COMB5 Combination         Min    0.000000  -1.886E-10   -0.008340    0.000000  -5.402E-06 
         ~28       COMB6 Combination         Max    0.000000  -3.849E-10   -0.008360    0.000000  -5.538E-06 
         ~28       COMB6 Combination         Min    0.000000  -3.849E-10   -0.008360    0.000000  -5.538E-06 
         ~28       COMB7 Combination         Max    0.000000  -1.179E-10   -0.007802    0.000000  -4.207E-06 
         ~28       COMB7 Combination         Min    0.000000  -1.179E-10   -0.007802    0.000000  -4.207E-06 
         ~28       COMB8 Combination         Max    0.000000  -1.983E-10   -0.008520    0.000000  -4.886E-06 
         ~28       COMB8 Combination         Min    0.000000  -1.983E-10   -0.008520    0.000000  -4.886E-06 
         ~28       COMB9 Combination         Max    0.000000  -9.875E-11   -0.007626    0.000000  -4.070E-06 
         ~28       COMB9 Combination         Min    0.000000  -9.875E-11   -0.007626    0.000000  -4.070E-06 
         ~28      COMB10 Combination         Max    0.000000  -2.950E-10   -0.007646    0.000000  -4.207E-06 
         ~28      COMB10 Combination         Min    0.000000  -2.950E-10   -0.007646    0.000000  -4.207E-06 
         ~28      COMB11 Combination         Max    0.000000  -1.791E-10   -0.008344    0.000000  -4.749E-06 
         ~28      COMB11 Combination         Min    0.000000  -1.791E-10   -0.008344    0.000000  -4.749E-06 
         ~28      COMB12 Combination         Max    0.000000  -3.754E-10   -0.008364    0.000000  -4.886E-06 
         ~28      COMB12 Combination         Min    0.000000  -3.754E-10   -0.008364    0.000000  -4.886E-06 
         ~28      COMB13 Combination         Max   2.166E-08   1.738E-08   -0.008509    0.000000  -4.692E-06 
         ~28      COMB13 Combination         Min  -2.166E-08  -1.779E-08   -0.008528    0.000000  -5.733E-06 
         ~28      COMB14 Combination         Max   3.268E-09   1.466E-07   -0.008452    0.000000  -4.706E-06 
         ~28      COMB14 Combination         Min  -3.268E-09  -1.470E-07   -0.008584    0.000000  -5.718E-06 
         ~28         INV Combination         Max   2.166E-08   1.466E-07   -0.007623    0.000000  -4.070E-06 
         ~28         INV Combination         Min  -2.166E-08  -1.470E-07   -0.008584    0.000000  -5.733E-06 
         ~29          PP   LinStatic                0.000000   2.496E-12   -0.006122    0.000000  -2.330E-06 
         ~29        PERM   LinStatic                0.000000   5.013E-11   -0.001673    0.000000  -9.866E-07 
         ~29        NEVE   LinStatic                0.000000   3.430E-11   -0.000717    0.000000  -6.744E-07 
         ~29      VENTOX   LinStatic                0.000000  -6.780E-12    0.000176    0.000000   1.374E-07 
         ~29      VENTOY   LinStatic                0.000000   1.810E-09    0.000156    0.000000  -1.886E-08 
         ~29      SISMAX LinRespSpec         Max   2.643E-08   2.057E-08   8.938E-06    0.000000   4.896E-07 
         ~29      SISMAY LinRespSpec         Max   3.391E-09   1.472E-07    0.000065    0.000000   5.811E-07 
         ~29        TERM   LinStatic                0.000000   2.798E-12   2.174E-06    0.000000  -2.218E-07 
         ~29       COMB1 Combination         Max    0.000000   5.542E-11   -0.007793    0.000000  -3.538E-06 
         ~29       COMB1 Combination         Min    0.000000   5.542E-11   -0.007793    0.000000  -3.538E-06 
         ~29       COMB2 Combination         Max    0.000000   8.972E-11   -0.008510    0.000000  -4.213E-06 
         ~29       COMB2 Combination         Min    0.000000   8.972E-11   -0.008510    0.000000  -4.213E-06 
         ~29       COMB3 Combination         Max    0.000000   4.864E-11   -0.007617    0.000000  -3.401E-06 
         ~29       COMB3 Combination         Min    0.000000   4.864E-11   -0.007617    0.000000  -3.401E-06 
         ~29       COMB4 Combination         Max    0.000000   1.865E-09   -0.007637    0.000000  -3.557E-06 
         ~29       COMB4 Combination         Min    0.000000   1.865E-09   -0.007637    0.000000  -3.557E-06 
         ~29       COMB5 Combination         Max    0.000000   8.294E-11   -0.008334    0.000000  -4.075E-06 
         ~29       COMB5 Combination         Min    0.000000   8.294E-11   -0.008334    0.000000  -4.075E-06 
         ~29       COMB6 Combination         Max    0.000000   1.899E-09   -0.008354    0.000000  -4.232E-06 
         ~29       COMB6 Combination         Min    0.000000   1.899E-09   -0.008354    0.000000  -4.232E-06 
         ~29       COMB7 Combination         Max    0.000000   4.983E-11   -0.007797    0.000000  -3.095E-06 
         ~29       COMB7 Combination         Min    0.000000   4.983E-11   -0.007797    0.000000  -3.095E-06 
         ~29       COMB8 Combination         Max    0.000000   8.413E-11   -0.008514    0.000000  -3.769E-06 
         ~29       COMB8 Combination         Min    0.000000   8.413E-11   -0.008514    0.000000  -3.769E-06 
         ~29       COMB9 Combination         Max    0.000000   4.305E-11   -0.007621    0.000000  -2.957E-06 
         ~29       COMB9 Combination         Min    0.000000   4.305E-11   -0.007621    0.000000  -2.957E-06 
         ~29      COMB10 Combination         Max    0.000000   1.859E-09   -0.007641    0.000000  -3.114E-06 
         ~29      COMB10 Combination         Min    0.000000   1.859E-09   -0.007641    0.000000  -3.114E-06 
         ~29      COMB11 Combination         Max    0.000000   7.735E-11   -0.008338    0.000000  -3.632E-06 
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         ~29      COMB11 Combination         Min    0.000000   7.735E-11   -0.008338    0.000000  -3.632E-06 
         ~29      COMB12 Combination         Max    0.000000   1.894E-09   -0.008358    0.000000  -3.788E-06 
         ~29      COMB12 Combination         Min    0.000000   1.894E-09   -0.008358    0.000000  -3.788E-06 
         ~29      COMB13 Combination         Max   2.643E-08   2.066E-08   -0.008503    0.000000  -3.501E-06 
         ~29      COMB13 Combination         Min  -2.643E-08  -2.049E-08   -0.008521    0.000000  -4.481E-06 
         ~29      COMB14 Combination         Max   3.391E-09   1.472E-07   -0.008447    0.000000  -3.410E-06 
         ~29      COMB14 Combination         Min  -3.391E-09  -1.471E-07   -0.008577    0.000000  -4.572E-06 
         ~29         INV Combination         Max   2.643E-08   1.472E-07   -0.007617    0.000000  -2.957E-06 
         ~29         INV Combination         Min  -2.643E-08  -1.471E-07   -0.008577    0.000000  -4.572E-06 
         ~30          PP   LinStatic                0.000000   2.084E-12   -0.006119    0.000000  -2.598E-06 
         ~30        PERM   LinStatic                0.000000   6.733E-11   -0.001671    0.000000  -1.295E-06 
         ~30        NEVE   LinStatic                0.000000   4.607E-11   -0.000716    0.000000  -8.858E-07 
         ~30      VENTOX   LinStatic                0.000000  -7.548E-12    0.000176    0.000000   1.720E-07 
         ~30      VENTOY   LinStatic                0.000000   4.379E-09    0.000156    0.000000  -7.416E-08 
         ~30      SISMAX LinRespSpec         Max   4.289E-08   3.537E-08   8.328E-06    0.000000   7.867E-07 
         ~30      SISMAY LinRespSpec         Max   5.503E-09   2.988E-07    0.000064    0.000000   9.195E-07 
         ~30        TERM   LinStatic                0.000000   3.367E-12   2.450E-06    0.000000  -3.580E-07 
         ~30       COMB1 Combination         Max    0.000000   7.278E-11   -0.007788    0.000000  -4.251E-06 
         ~30       COMB1 Combination         Min    0.000000   7.278E-11   -0.007788    0.000000  -4.251E-06 
         ~30       COMB2 Combination         Max    0.000000   1.188E-10   -0.008504    0.000000  -5.136E-06 
         ~30       COMB2 Combination         Min    0.000000   1.188E-10   -0.008504    0.000000  -5.136E-06 
         ~30       COMB3 Combination         Max    0.000000   6.523E-11   -0.007612    0.000000  -4.078E-06 
         ~30       COMB3 Combination         Min    0.000000   6.523E-11   -0.007612    0.000000  -4.078E-06 
         ~30       COMB4 Combination         Max    0.000000   4.452E-09   -0.007632    0.000000  -4.325E-06 
         ~30       COMB4 Combination         Min    0.000000   4.452E-09   -0.007632    0.000000  -4.325E-06 
         ~30       COMB5 Combination         Max    0.000000   1.113E-10   -0.008328    0.000000  -4.964E-06 
         ~30       COMB5 Combination         Min    0.000000   1.113E-10   -0.008328    0.000000  -4.964E-06 
         ~30       COMB6 Combination         Max    0.000000   4.498E-09   -0.008348    0.000000  -5.211E-06 
         ~30       COMB6 Combination         Min    0.000000   4.498E-09   -0.008348    0.000000  -5.211E-06 
         ~30       COMB7 Combination         Max    0.000000   6.604E-11   -0.007793    0.000000  -3.535E-06 
         ~30       COMB7 Combination         Min    0.000000   6.604E-11   -0.007793    0.000000  -3.535E-06 
         ~30       COMB8 Combination         Max    0.000000   1.121E-10   -0.008509    0.000000  -4.420E-06 
         ~30       COMB8 Combination         Min    0.000000   1.121E-10   -0.008509    0.000000  -4.420E-06 
         ~30       COMB9 Combination         Max    0.000000   5.850E-11   -0.007617    0.000000  -3.363E-06 
         ~30       COMB9 Combination         Min    0.000000   5.850E-11   -0.007617    0.000000  -3.363E-06 
         ~30      COMB10 Combination         Max    0.000000   4.445E-09   -0.007637    0.000000  -3.609E-06 
         ~30      COMB10 Combination         Min    0.000000   4.445E-09   -0.007637    0.000000  -3.609E-06 
         ~30      COMB11 Combination         Max    0.000000   1.046E-10   -0.008333    0.000000  -4.248E-06 
         ~30      COMB11 Combination         Min    0.000000   1.046E-10   -0.008333    0.000000  -4.248E-06 
         ~30      COMB12 Combination         Max    0.000000   4.491E-09   -0.008353    0.000000  -4.495E-06 
         ~30      COMB12 Combination         Min    0.000000   4.491E-09   -0.008353    0.000000  -4.495E-06 
         ~30      COMB13 Combination         Max   4.289E-08   3.549E-08   -0.008498    0.000000  -3.992E-06 
         ~30      COMB13 Combination         Min  -4.289E-08  -3.526E-08   -0.008515    0.000000  -5.565E-06 
         ~30      COMB14 Combination         Max   5.503E-09   2.989E-07   -0.008442    0.000000  -3.859E-06 
         ~30      COMB14 Combination         Min  -5.503E-09  -2.987E-07   -0.008571    0.000000  -5.698E-06 
         ~30         INV Combination         Max   4.289E-08   2.989E-07   -0.007612    0.000000  -3.363E-06 
         ~30         INV Combination         Min  -4.289E-08  -2.987E-07   -0.008571    0.000000  -5.698E-06 
         ~31          PP   LinStatic                0.000000   4.433E-13   -0.006117    0.000000  -1.447E-06 
         ~31        PERM   LinStatic                0.000000   5.944E-11   -0.001670    0.000000  -1.002E-06 
         ~31        NEVE   LinStatic                0.000000   4.067E-11   -0.000715    0.000000  -6.859E-07 
         ~31      VENTOX   LinStatic                0.000000  -4.949E-12    0.000176    0.000000   1.229E-07 
         ~31      VENTOY   LinStatic                0.000000   6.012E-09    0.000156    0.000000  -1.178E-07 
         ~31      SISMAX LinRespSpec         Max   4.289E-08   3.540E-08   7.647E-06    0.000000   7.846E-07 
         ~31      SISMAY LinRespSpec         Max   5.503E-09   2.980E-07    0.000064    0.000000   9.029E-07 
         ~31        TERM   LinStatic                0.000000   2.541E-12   2.760E-06    0.000000  -3.587E-07 
         ~31       COMB1 Combination         Max    0.000000   6.243E-11   -0.007785    0.000000  -2.808E-06 
         ~31       COMB1 Combination         Min    0.000000   6.243E-11   -0.007785    0.000000  -2.808E-06 
         ~31       COMB2 Combination         Max    0.000000   1.031E-10   -0.008500    0.000000  -3.494E-06 
         ~31       COMB2 Combination         Min    0.000000   1.031E-10   -0.008500    0.000000  -3.494E-06 
         ~31       COMB3 Combination         Max    0.000000   5.748E-11   -0.007609    0.000000  -2.685E-06 
         ~31       COMB3 Combination         Min    0.000000   5.748E-11   -0.007609    0.000000  -2.685E-06 
         ~31       COMB4 Combination         Max    0.000000   6.075E-09   -0.007629    0.000000  -2.926E-06 
         ~31       COMB4 Combination         Min    0.000000   6.075E-09   -0.007629    0.000000  -2.926E-06 
         ~31       COMB5 Combination         Max    0.000000   9.815E-11   -0.008324    0.000000  -3.371E-06 
         ~31       COMB5 Combination         Min    0.000000   9.815E-11   -0.008324    0.000000  -3.371E-06 
         ~31       COMB6 Combination         Max    0.000000   6.116E-09   -0.008344    0.000000  -3.612E-06 
         ~31       COMB6 Combination         Min    0.000000   6.116E-09   -0.008344    0.000000  -3.612E-06 
         ~31       COMB7 Combination         Max    0.000000   5.734E-11   -0.007790    0.000000  -2.091E-06 
         ~31       COMB7 Combination         Min    0.000000   5.734E-11   -0.007790    0.000000  -2.091E-06 
         ~31       COMB8 Combination         Max    0.000000   9.801E-11   -0.008506    0.000000  -2.776E-06 
         ~31       COMB8 Combination         Min    0.000000   9.801E-11   -0.008506    0.000000  -2.776E-06 
         ~31       COMB9 Combination         Max    0.000000   5.240E-11   -0.007615    0.000000  -1.968E-06 
         ~31       COMB9 Combination         Min    0.000000   5.240E-11   -0.007615    0.000000  -1.968E-06 
         ~31      COMB10 Combination         Max    0.000000   6.070E-09   -0.007634    0.000000  -2.208E-06 
         ~31      COMB10 Combination         Min    0.000000   6.070E-09   -0.007634    0.000000  -2.208E-06 
         ~31      COMB11 Combination         Max    0.000000   9.307E-11   -0.008330    0.000000  -2.654E-06 
         ~31      COMB11 Combination         Min    0.000000   9.307E-11   -0.008330    0.000000  -2.654E-06 
         ~31      COMB12 Combination         Max    0.000000   6.110E-09   -0.008350    0.000000  -2.894E-06 
         ~31      COMB12 Combination         Min    0.000000   6.110E-09   -0.008350    0.000000  -2.894E-06 
         ~31      COMB13 Combination         Max   4.289E-08   3.550E-08   -0.008495    0.000000  -2.351E-06 
         ~31      COMB13 Combination         Min  -4.289E-08  -3.530E-08   -0.008511    0.000000  -3.920E-06 
         ~31      COMB14 Combination         Max   5.503E-09   2.981E-07   -0.008439    0.000000  -2.232E-06 
         ~31      COMB14 Combination         Min  -5.503E-09  -2.979E-07   -0.008567    0.000000  -4.038E-06 
         ~31         INV Combination         Max   4.289E-08   2.981E-07   -0.007609    0.000000  -1.968E-06 
         ~31         INV Combination         Min  -4.289E-08  -2.979E-07   -0.008567    0.000000  -4.038E-06 
         ~32          PP   LinStatic                0.000000  -8.140E-13   -0.006118    0.000000  -1.808E-07 
         ~32        PERM   LinStatic                0.000000   3.422E-11   -0.001670    0.000000  -4.393E-07 
         ~32        NEVE   LinStatic                0.000000   2.342E-11   -0.000715    0.000000  -3.012E-07 
         ~32      VENTOX   LinStatic                0.000000  -1.535E-12    0.000176    0.000000   4.570E-08 
         ~32      VENTOY   LinStatic                0.000000   5.105E-09    0.000156    0.000000  -1.003E-07 
         ~32      SISMAX LinRespSpec         Max   2.643E-08   2.087E-08   7.044E-06    0.000000   4.857E-07 
         ~32      SISMAY LinRespSpec         Max   3.391E-09   1.461E-07    0.000063    0.000000   5.501E-07 
         ~32        TERM   LinStatic                0.000000   1.133E-12   3.038E-06    0.000000  -2.231E-07 
         ~32       COMB1 Combination         Max    0.000000   3.454E-11   -0.007784    0.000000  -8.432E-07 
         ~32       COMB1 Combination         Min    0.000000   3.454E-11   -0.007784    0.000000  -8.432E-07 
         ~32       COMB2 Combination         Max    0.000000   5.796E-11   -0.008499    0.000000  -1.144E-06 
         ~32       COMB2 Combination         Min    0.000000   5.796E-11   -0.008499    0.000000  -1.144E-06 
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         ~32       COMB3 Combination         Max    0.000000   3.301E-11   -0.007609    0.000000  -7.975E-07 
         ~32       COMB3 Combination         Min    0.000000   3.301E-11   -0.007609    0.000000  -7.975E-07 
         ~32       COMB4 Combination         Max    0.000000   5.139E-09   -0.007628    0.000000  -9.435E-07 
         ~32       COMB4 Combination         Min    0.000000   5.139E-09   -0.007628    0.000000  -9.435E-07 
         ~32       COMB5 Combination         Max    0.000000   5.642E-11   -0.008323    0.000000  -1.099E-06 
         ~32       COMB5 Combination         Min    0.000000   5.642E-11   -0.008323    0.000000  -1.099E-06 
         ~32       COMB6 Combination         Max    0.000000   5.163E-09   -0.008343    0.000000  -1.245E-06 
         ~32       COMB6 Combination         Min    0.000000   5.163E-09   -0.008343    0.000000  -1.245E-06 
         ~32       COMB7 Combination         Max    0.000000   3.228E-11   -0.007790    0.000000  -3.970E-07 
         ~32       COMB7 Combination         Min    0.000000   3.228E-11   -0.007790    0.000000  -3.970E-07 
         ~32       COMB8 Combination         Max    0.000000   5.569E-11   -0.008505    0.000000  -6.982E-07 
         ~32       COMB8 Combination         Min    0.000000   5.569E-11   -0.008505    0.000000  -6.982E-07 
         ~32       COMB9 Combination         Max    0.000000   3.074E-11   -0.007615    0.000000  -3.513E-07 
         ~32       COMB9 Combination         Min    0.000000   3.074E-11   -0.007615    0.000000  -3.513E-07 
         ~32      COMB10 Combination         Max    0.000000   5.137E-09   -0.007634    0.000000  -4.973E-07 
         ~32      COMB10 Combination         Min    0.000000   5.137E-09   -0.007634    0.000000  -4.973E-07 
         ~32      COMB11 Combination         Max    0.000000   5.416E-11   -0.008330    0.000000  -6.525E-07 
         ~32      COMB11 Combination         Min    0.000000   5.416E-11   -0.008330    0.000000  -6.525E-07 
         ~32      COMB12 Combination         Max    0.000000   5.161E-09   -0.008349    0.000000  -7.985E-07 
         ~32      COMB12 Combination         Min    0.000000   5.161E-09   -0.008349    0.000000  -7.985E-07 
         ~32      COMB13 Combination         Max   2.643E-08   2.093E-08   -0.008495    0.000000  -4.356E-07 
         ~32      COMB13 Combination         Min  -2.643E-08  -2.081E-08   -0.008509    0.000000  -1.407E-06 
         ~32      COMB14 Combination         Max   3.391E-09   1.461E-07   -0.008439    0.000000  -3.712E-07 
         ~32      COMB14 Combination         Min  -3.391E-09  -1.460E-07   -0.008565    0.000000  -1.471E-06 
         ~32         INV Combination         Max   2.643E-08   1.461E-07   -0.007609    0.000000  -3.513E-07 
         ~32         INV Combination         Min  -2.643E-08  -1.460E-07   -0.008565    0.000000  -1.471E-06 
         ~33          PP   LinStatic               2.339E-10    0.000000   -0.005977   4.216E-06    0.000000 
         ~33        PERM   LinStatic               5.745E-10    0.000000   -0.001562   2.066E-06    0.000000 
         ~33        NEVE   LinStatic               3.931E-10    0.000000   -0.000641   1.413E-06    0.000000 
         ~33      VENTOX   LinStatic              -7.466E-10    0.000000    0.000158  -3.530E-07    0.000000 
         ~33      VENTOY   LinStatic               1.031E-08    0.000000    0.000165  -1.081E-06    0.000000 
         ~33      SISMAX LinRespSpec         Max   1.434E-07   5.012E-09    0.000015   4.638E-08    0.000000 
         ~33      SISMAY LinRespSpec         Max   1.034E-07   1.758E-08    0.000021   2.221E-06    0.000000 
         ~33        TERM   LinStatic              -1.487E-10    0.000000  -6.103E-06   2.235E-07    0.000000 
         ~33       COMB1 Combination         Max   6.597E-10    0.000000   -0.007545   6.506E-06    0.000000 
         ~33       COMB1 Combination         Min   6.597E-10    0.000000   -0.007545   6.506E-06    0.000000 
         ~33       COMB2 Combination         Max   1.053E-09    0.000000   -0.008186   7.918E-06    0.000000 
         ~33       COMB2 Combination         Min   1.053E-09    0.000000   -0.008186   7.918E-06    0.000000 
         ~33       COMB3 Combination         Max  -8.687E-11    0.000000   -0.007387   6.152E-06    0.000000 
         ~33       COMB3 Combination         Min  -8.687E-11    0.000000   -0.007387   6.152E-06    0.000000 
         ~33       COMB4 Combination         Max   1.097E-08    0.000000   -0.007380   5.425E-06    0.000000 
         ~33       COMB4 Combination         Min   1.097E-08    0.000000   -0.007380   5.425E-06    0.000000 
         ~33       COMB5 Combination         Max   3.062E-10    0.000000   -0.008028   7.565E-06    0.000000 
         ~33       COMB5 Combination         Min   3.062E-10    0.000000   -0.008028   7.565E-06    0.000000 
         ~33       COMB6 Combination         Max   1.136E-08    0.000000   -0.008021   6.838E-06    0.000000 
         ~33       COMB6 Combination         Min   1.136E-08    0.000000   -0.008021   6.838E-06    0.000000 
         ~33       COMB7 Combination         Max   9.571E-10    0.000000   -0.007533   6.059E-06    0.000000 
         ~33       COMB7 Combination         Min   9.571E-10    0.000000   -0.007533   6.059E-06    0.000000 
         ~33       COMB8 Combination         Max   1.350E-09    0.000000   -0.008174   7.471E-06    0.000000 
         ~33       COMB8 Combination         Min   1.350E-09    0.000000   -0.008174   7.471E-06    0.000000 
         ~33       COMB9 Combination         Max   2.106E-10    0.000000   -0.007375   5.705E-06    0.000000 
         ~33       COMB9 Combination         Min   2.106E-10    0.000000   -0.007375   5.705E-06    0.000000 
         ~33      COMB10 Combination         Max   1.126E-08    0.000000   -0.007368   4.978E-06    0.000000 
         ~33      COMB10 Combination         Min   1.126E-08    0.000000   -0.007368   4.978E-06    0.000000 
         ~33      COMB11 Combination         Max   6.037E-10    0.000000   -0.008016   7.118E-06    0.000000 
         ~33      COMB11 Combination         Min   6.037E-10    0.000000   -0.008016   7.118E-06    0.000000 
         ~33      COMB12 Combination         Max   1.166E-08    0.000000   -0.008009   6.391E-06    0.000000 
         ~33      COMB12 Combination         Min   1.166E-08    0.000000   -0.008009   6.391E-06    0.000000 
         ~33      COMB13 Combination         Max   1.446E-07   5.012E-09   -0.008165   7.741E-06    0.000000 
         ~33      COMB13 Combination         Min  -1.422E-07  -5.012E-09   -0.008195   7.649E-06    0.000000 
         ~33      COMB14 Combination         Max   1.046E-07   1.758E-08   -0.008159   9.916E-06    0.000000 
         ~33      COMB14 Combination         Min  -1.022E-07  -1.758E-08   -0.008201   5.474E-06    0.000000 
         ~33         INV Combination         Max   1.446E-07   1.758E-08   -0.007368   9.916E-06    0.000000 
         ~33         INV Combination         Min  -1.422E-07  -1.758E-08   -0.008201   4.978E-06    0.000000 
         ~34          PP   LinStatic               2.722E-10    0.000000   -0.005972   5.678E-06    0.000000 
         ~34        PERM   LinStatic               6.649E-10    0.000000   -0.001559   3.065E-06    0.000000 
         ~34        NEVE   LinStatic               4.549E-10    0.000000   -0.000639   2.097E-06    0.000000 
         ~34      VENTOX   LinStatic              -7.917E-10    0.000000    0.000158  -5.246E-07    0.000000 
         ~34      VENTOY   LinStatic               1.165E-08    0.000000    0.000164  -1.695E-06    0.000000 
         ~34      SISMAX LinRespSpec         Max   2.480E-07   8.134E-09    0.000015   7.856E-08    0.000000 
         ~34      SISMAY LinRespSpec         Max   1.773E-07   2.853E-08    0.000018   3.574E-06    0.000000 
         ~34        TERM   LinStatic              -1.322E-10    0.000000  -5.824E-06   3.584E-07    0.000000 
         ~34       COMB1 Combination         Max   8.049E-10    0.000000   -0.007537   9.102E-06    0.000000 
         ~34       COMB1 Combination         Min   8.049E-10    0.000000   -0.007537   9.102E-06    0.000000 
         ~34       COMB2 Combination         Max   1.260E-09    0.000000   -0.008176    0.000011    0.000000 
         ~34       COMB2 Combination         Min   1.260E-09    0.000000   -0.008176    0.000011    0.000000 
         ~34       COMB3 Combination         Max   1.313E-11    0.000000   -0.007379   8.577E-06    0.000000 
         ~34       COMB3 Combination         Min   1.313E-11    0.000000   -0.007379   8.577E-06    0.000000 
         ~34       COMB4 Combination         Max   1.245E-08    0.000000   -0.007373   7.406E-06    0.000000 
         ~34       COMB4 Combination         Min   1.245E-08    0.000000   -0.007373   7.406E-06    0.000000 
         ~34       COMB5 Combination         Max   4.681E-10    0.000000   -0.008018    0.000011    0.000000 
         ~34       COMB5 Combination         Min   4.681E-10    0.000000   -0.008018    0.000011    0.000000 
         ~34       COMB6 Combination         Max   1.291E-08    0.000000   -0.008012   9.504E-06    0.000000 
         ~34       COMB6 Combination         Min   1.291E-08    0.000000   -0.008012   9.504E-06    0.000000 
         ~34       COMB7 Combination         Max   1.069E-09    0.000000   -0.007525   8.385E-06    0.000000 
         ~34       COMB7 Combination         Min   1.069E-09    0.000000   -0.007525   8.385E-06    0.000000 
         ~34       COMB8 Combination         Max   1.524E-09    0.000000   -0.008164    0.000010    0.000000 
         ~34       COMB8 Combination         Min   1.524E-09    0.000000   -0.008164    0.000010    0.000000 
         ~34       COMB9 Combination         Max   2.776E-10    0.000000   -0.007367   7.860E-06    0.000000 
         ~34       COMB9 Combination         Min   2.776E-10    0.000000   -0.007367   7.860E-06    0.000000 
         ~34      COMB10 Combination         Max   1.272E-08    0.000000   -0.007362   6.689E-06    0.000000 
         ~34      COMB10 Combination         Min   1.272E-08    0.000000   -0.007362   6.689E-06    0.000000 
         ~34      COMB11 Combination         Max   7.325E-10    0.000000   -0.008007   9.957E-06    0.000000 
         ~34      COMB11 Combination         Min   7.325E-10    0.000000   -0.008007   9.957E-06    0.000000 
         ~34      COMB12 Combination         Max   1.317E-08    0.000000   -0.008001   8.787E-06    0.000000 
         ~34      COMB12 Combination         Min   1.317E-08    0.000000   -0.008001   8.787E-06    0.000000 
         ~34      COMB13 Combination         Max   2.494E-07   8.134E-09   -0.008155    0.000011    0.000000 
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         ~34      COMB13 Combination         Min  -2.467E-07  -8.134E-09   -0.008185    0.000011    0.000000 
         ~34      COMB14 Combination         Max   1.787E-07   2.853E-08   -0.008152    0.000014    0.000000 
         ~34      COMB14 Combination         Min  -1.759E-07  -2.853E-08   -0.008188   7.267E-06    0.000000 
         ~34         INV Combination         Max   2.494E-07   2.853E-08   -0.007362    0.000014    0.000000 
         ~34         INV Combination         Min  -2.467E-07  -2.853E-08   -0.008188   6.689E-06    0.000000 
         ~35          PP   LinStatic               1.942E-10    0.000000   -0.005967   4.569E-06    0.000000 
         ~35        PERM   LinStatic               4.694E-10    0.000000   -0.001556   2.804E-06    0.000000 
         ~35        NEVE   LinStatic               3.212E-10    0.000000   -0.000637   1.919E-06    0.000000 
         ~35      VENTOX   LinStatic              -4.667E-10    0.000000    0.000157  -4.806E-07    0.000000 
         ~35      VENTOY   LinStatic               7.869E-09    0.000000    0.000162  -1.650E-06    0.000000 
         ~35      SISMAX LinRespSpec         Max   2.286E-07   8.134E-09    0.000015   8.240E-08    0.000000 
         ~35      SISMAY LinRespSpec         Max   1.785E-07   2.853E-08    0.000015   3.569E-06    0.000000 
         ~35        TERM   LinStatic              -4.233E-11    0.000000  -5.514E-06   3.569E-07    0.000000 
         ~35       COMB1 Combination         Max   6.212E-10    0.000000   -0.007529   7.730E-06    0.000000 
         ~35       COMB1 Combination         Min   6.212E-10    0.000000   -0.007529   7.730E-06    0.000000 
         ~35       COMB2 Combination         Max   9.424E-10    0.000000   -0.008167   9.649E-06    0.000000 
         ~35       COMB2 Combination         Min   9.424E-10    0.000000   -0.008167   9.649E-06    0.000000 
         ~35       COMB3 Combination         Max   1.546E-10    0.000000   -0.007372   7.249E-06    0.000000 
         ~35       COMB3 Combination         Min   1.546E-10    0.000000   -0.007372   7.249E-06    0.000000 
         ~35       COMB4 Combination         Max   8.491E-09    0.000000   -0.007367   6.080E-06    0.000000 
         ~35       COMB4 Combination         Min   8.491E-09    0.000000   -0.007367   6.080E-06    0.000000 
         ~35       COMB5 Combination         Max   4.757E-10    0.000000   -0.008010   9.168E-06    0.000000 
         ~35       COMB5 Combination         Min   4.757E-10    0.000000   -0.008010   9.168E-06    0.000000 
         ~35       COMB6 Combination         Max   8.812E-09    0.000000   -0.008005   7.999E-06    0.000000 
         ~35       COMB6 Combination         Min   8.812E-09    0.000000   -0.008005   7.999E-06    0.000000 
         ~35       COMB7 Combination         Max   7.059E-10    0.000000   -0.007518   7.016E-06    0.000000 
         ~35       COMB7 Combination         Min   7.059E-10    0.000000   -0.007518   7.016E-06    0.000000 
         ~35       COMB8 Combination         Max   1.027E-09    0.000000   -0.008156   8.935E-06    0.000000 
         ~35       COMB8 Combination         Min   1.027E-09    0.000000   -0.008156   8.935E-06    0.000000 
         ~35       COMB9 Combination         Max   2.392E-10    0.000000   -0.007361   6.536E-06    0.000000 
         ~35       COMB9 Combination         Min   2.392E-10    0.000000   -0.007361   6.536E-06    0.000000 
         ~35      COMB10 Combination         Max   8.575E-09    0.000000   -0.007356   5.366E-06    0.000000 
         ~35      COMB10 Combination         Min   8.575E-09    0.000000   -0.007356   5.366E-06    0.000000 
         ~35      COMB11 Combination         Max   5.604E-10    0.000000   -0.007999   8.454E-06    0.000000 
         ~35      COMB11 Combination         Min   5.604E-10    0.000000   -0.007999   8.454E-06    0.000000 
         ~35      COMB12 Combination         Max   8.896E-09    0.000000   -0.007994   7.285E-06    0.000000 
         ~35      COMB12 Combination         Min   8.896E-09    0.000000   -0.007994   7.285E-06    0.000000 
         ~35      COMB13 Combination         Max   2.295E-07   8.134E-09   -0.008146   9.374E-06    0.000000 
         ~35      COMB13 Combination         Min  -2.276E-07  -8.134E-09   -0.008176   9.209E-06    0.000000 
         ~35      COMB14 Combination         Max   1.795E-07   2.853E-08   -0.008146    0.000013    0.000000 
         ~35      COMB14 Combination         Min  -1.775E-07  -2.853E-08   -0.008176   5.723E-06    0.000000 
         ~35         INV Combination         Max   2.295E-07   2.853E-08   -0.007356    0.000013    0.000000 
         ~35         INV Combination         Min  -2.276E-07  -2.853E-08   -0.008176   5.366E-06    0.000000 
         ~36          PP   LinStatic               7.645E-11    0.000000   -0.005965   2.144E-06    0.000000 
         ~36        PERM   LinStatic               1.802E-10    0.000000   -0.001555   1.578E-06    0.000000 
         ~36        NEVE   LinStatic               1.233E-10    0.000000   -0.000636   1.080E-06    0.000000 
         ~36      VENTOX   LinStatic              -9.081E-11    0.000000    0.000157  -2.709E-07    0.000000 
         ~36      VENTOY   LinStatic               2.681E-09    0.000000    0.000161  -9.958E-07    0.000000 
         ~36      SISMAX LinRespSpec         Max   1.081E-07   5.012E-09    0.000015   5.355E-08    0.000000 
         ~36      SISMAY LinRespSpec         Max   1.013E-07   1.758E-08    0.000012   2.213E-06    0.000000 
         ~36        TERM   LinStatic               3.259E-11    0.000000  -5.239E-06   2.205E-07    0.000000 
         ~36       COMB1 Combination         Max   2.893E-10    0.000000   -0.007525   3.943E-06    0.000000 
         ~36       COMB1 Combination         Min   2.893E-10    0.000000   -0.007525   3.943E-06    0.000000 
         ~36       COMB2 Combination         Max   4.126E-10    0.000000   -0.008161   5.023E-06    0.000000 
         ~36       COMB2 Combination         Min   4.126E-10    0.000000   -0.008161   5.023E-06    0.000000 
         ~36       COMB3 Combination         Max   1.985E-10    0.000000   -0.007368   3.672E-06    0.000000 
         ~36       COMB3 Combination         Min   1.985E-10    0.000000   -0.007368   3.672E-06    0.000000 
         ~36       COMB4 Combination         Max   2.971E-09    0.000000   -0.007364   2.947E-06    0.000000 
         ~36       COMB4 Combination         Min   2.971E-09    0.000000   -0.007364   2.947E-06    0.000000 
         ~36       COMB5 Combination         Max   3.218E-10    0.000000   -0.008004   4.752E-06    0.000000 
         ~36       COMB5 Combination         Min   3.218E-10    0.000000   -0.008004   4.752E-06    0.000000 
         ~36       COMB6 Combination         Max   3.094E-09    0.000000   -0.008000   4.027E-06    0.000000 
         ~36       COMB6 Combination         Min   3.094E-09    0.000000   -0.008000   4.027E-06    0.000000 
         ~36       COMB7 Combination         Max   2.241E-10    0.000000   -0.007514   3.502E-06    0.000000 
         ~36       COMB7 Combination         Min   2.241E-10    0.000000   -0.007514   3.502E-06    0.000000 
         ~36       COMB8 Combination         Max   3.474E-10    0.000000   -0.008151   4.582E-06    0.000000 
         ~36       COMB8 Combination         Min   3.474E-10    0.000000   -0.008151   4.582E-06    0.000000 
         ~36       COMB9 Combination         Max   1.333E-10    0.000000   -0.007358   3.231E-06    0.000000 
         ~36       COMB9 Combination         Min   1.333E-10    0.000000   -0.007358   3.231E-06    0.000000 
         ~36      COMB10 Combination         Max   2.906E-09    0.000000   -0.007354   2.506E-06    0.000000 
         ~36      COMB10 Combination         Min   2.906E-09    0.000000   -0.007354   2.506E-06    0.000000 
         ~36      COMB11 Combination         Max   2.566E-10    0.000000   -0.007994   4.311E-06    0.000000 
         ~36      COMB11 Combination         Min   2.566E-10    0.000000   -0.007994   4.311E-06    0.000000 
         ~36      COMB12 Combination         Max   3.029E-09    0.000000   -0.007990   3.586E-06    0.000000 
         ~36      COMB12 Combination         Min   3.029E-09    0.000000   -0.007990   3.586E-06    0.000000 
         ~36      COMB13 Combination         Max   1.085E-07   5.012E-09   -0.008141   4.856E-06    0.000000 
         ~36      COMB13 Combination         Min  -1.078E-07  -5.012E-09   -0.008171   4.749E-06    0.000000 
         ~36      COMB14 Combination         Max   1.017E-07   1.758E-08   -0.008143   7.015E-06    0.000000 
         ~36      COMB14 Combination         Min  -1.009E-07  -1.758E-08   -0.008168   2.589E-06    0.000000 
         ~36         INV Combination         Max   1.085E-07   1.758E-08   -0.007354   7.015E-06    0.000000 
         ~36         INV Combination         Min  -1.078E-07  -1.758E-08   -0.008171   2.506E-06    0.000000 
         ~37          PP   LinStatic              -1.088E-11    0.000000   -0.005962   1.867E-06    0.000000 
         ~37        PERM   LinStatic              -1.846E-11    0.000000   -0.001553   8.437E-07    0.000000 
         ~37        NEVE   LinStatic              -1.263E-11    0.000000   -0.000635   5.766E-07    0.000000 
         ~37      VENTOX   LinStatic              -1.320E-10    0.000000    0.000157  -1.417E-07    0.000000 
         ~37      VENTOY   LinStatic              -5.266E-10    0.000000    0.000160  -8.316E-07    0.000000 
         ~37      SISMAX LinRespSpec         Max   1.436E-07   8.750E-09    0.000015   3.857E-08    0.000000 
         ~37      SISMAY LinRespSpec         Max   8.217E-08   1.420E-08   9.361E-06   2.038E-06    0.000000 
         ~37        TERM   LinStatic              -8.142E-11    0.000000  -4.992E-06   1.282E-07    0.000000 
         ~37       COMB1 Combination         Max  -1.108E-10    0.000000   -0.007520   2.838E-06    0.000000 
         ~37       COMB1 Combination         Min  -1.108E-10    0.000000   -0.007520   2.838E-06    0.000000 
         ~37       COMB2 Combination         Max  -1.234E-10    0.000000   -0.008155   3.415E-06    0.000000 
         ~37       COMB2 Combination         Min  -1.234E-10    0.000000   -0.008155   3.415E-06    0.000000 
         ~37       COMB3 Combination         Max  -2.427E-10    0.000000   -0.007364   2.697E-06    0.000000 
         ~37       COMB3 Combination         Min  -2.427E-10    0.000000   -0.007364   2.697E-06    0.000000 
         ~37       COMB4 Combination         Max  -6.374E-10    0.000000   -0.007361   2.007E-06    0.000000 
         ~37       COMB4 Combination         Min  -6.374E-10    0.000000   -0.007361   2.007E-06    0.000000 
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         ~37       COMB5 Combination         Max  -2.554E-10    0.000000   -0.007998   3.273E-06    0.000000 
         ~37       COMB5 Combination         Min  -2.554E-10    0.000000   -0.007998   3.273E-06    0.000000 
         ~37       COMB6 Combination         Max  -6.500E-10    0.000000   -0.007995   2.583E-06    0.000000 
         ~37       COMB6 Combination         Min  -6.500E-10    0.000000   -0.007995   2.583E-06    0.000000 
         ~37       COMB7 Combination         Max   5.208E-11    0.000000   -0.007510   2.582E-06    0.000000 
         ~37       COMB7 Combination         Min   5.208E-11    0.000000   -0.007510   2.582E-06    0.000000 
         ~37       COMB8 Combination         Max   3.945E-11    0.000000   -0.008145   3.159E-06    0.000000 
         ~37       COMB8 Combination         Min   3.945E-11    0.000000   -0.008145   3.159E-06    0.000000 
         ~37       COMB9 Combination         Max  -7.990E-11    0.000000   -0.007354   2.440E-06    0.000000 
         ~37       COMB9 Combination         Min  -7.990E-11    0.000000   -0.007354   2.440E-06    0.000000 
         ~37      COMB10 Combination         Max  -4.745E-10    0.000000   -0.007351   1.751E-06    0.000000 
         ~37      COMB10 Combination         Min  -4.745E-10    0.000000   -0.007351   1.751E-06    0.000000 
         ~37      COMB11 Combination         Max  -9.253E-11    0.000000   -0.007988   3.017E-06    0.000000 
         ~37      COMB11 Combination         Min  -9.253E-11    0.000000   -0.007988   3.017E-06    0.000000 
         ~37      COMB12 Combination         Max  -4.872E-10    0.000000   -0.007985   2.327E-06    0.000000 
         ~37      COMB12 Combination         Min  -4.872E-10    0.000000   -0.007985   2.327E-06    0.000000 
         ~37      COMB13 Combination         Max   1.436E-07   8.750E-09   -0.008135   3.326E-06    0.000000 
         ~37      COMB13 Combination         Min  -1.437E-07  -8.750E-09   -0.008165   3.248E-06    0.000000 
         ~37      COMB14 Combination         Max   8.213E-08   1.420E-08   -0.008141   5.325E-06    0.000000 
         ~37      COMB14 Combination         Min  -8.222E-08  -1.420E-08   -0.008159   1.249E-06    0.000000 
         ~37         INV Combination         Max   1.436E-07   1.420E-08   -0.007351   5.325E-06    0.000000 
         ~37         INV Combination         Min  -1.437E-07  -1.420E-08   -0.008165   1.249E-06    0.000000 
         ~38          PP   LinStatic              -1.243E-11    0.000000   -0.005960   1.896E-06    0.000000 
         ~38        PERM   LinStatic              -2.109E-11    0.000000   -0.001552   1.098E-06    0.000000 
         ~38        NEVE   LinStatic              -1.443E-11    0.000000   -0.000634   7.512E-07    0.000000 
         ~38      VENTOX   LinStatic              -1.508E-10    0.000000    0.000156  -1.844E-07    0.000000 
         ~38      VENTOY   LinStatic              -1.897E-09    0.000000    0.000159  -1.295E-06    0.000000 
         ~38      SISMAX LinRespSpec         Max   2.745E-07   1.420E-08    0.000015   5.823E-08    0.000000 
         ~38      SISMAY LinRespSpec         Max   1.485E-07   2.305E-08   6.824E-06   3.282E-06    0.000000 
         ~38        TERM   LinStatic              -9.301E-11    0.000000  -4.832E-06   2.051E-07    0.000000 
         ~38       COMB1 Combination         Max  -1.265E-10    0.000000   -0.007516   3.199E-06    0.000000 
         ~38       COMB1 Combination         Min  -1.265E-10    0.000000   -0.007516   3.199E-06    0.000000 
         ~38       COMB2 Combination         Max  -1.410E-10    0.000000   -0.008150   3.950E-06    0.000000 
         ~38       COMB2 Combination         Min  -1.410E-10    0.000000   -0.008150   3.950E-06    0.000000 
         ~38       COMB3 Combination         Max  -2.773E-10    0.000000   -0.007360   3.015E-06    0.000000 
         ~38       COMB3 Combination         Min  -2.773E-10    0.000000   -0.007360   3.015E-06    0.000000 
         ~38       COMB4 Combination         Max  -2.024E-09    0.000000   -0.007358   1.904E-06    0.000000 
         ~38       COMB4 Combination         Min  -2.024E-09    0.000000   -0.007358   1.904E-06    0.000000 
         ~38       COMB5 Combination         Max  -2.917E-10    0.000000   -0.007994   3.766E-06    0.000000 
         ~38       COMB5 Combination         Min  -2.917E-10    0.000000   -0.007994   3.766E-06    0.000000 
         ~38       COMB6 Combination         Max  -2.038E-09    0.000000   -0.007992   2.655E-06    0.000000 
         ~38       COMB6 Combination         Min  -2.038E-09    0.000000   -0.007992   2.655E-06    0.000000 
         ~38       COMB7 Combination         Max   5.949E-11    0.000000   -0.007507   2.789E-06    0.000000 
         ~38       COMB7 Combination         Min   5.949E-11    0.000000   -0.007507   2.789E-06    0.000000 
         ~38       COMB8 Combination         Max   4.506E-11    0.000000   -0.008141   3.540E-06    0.000000 
         ~38       COMB8 Combination         Min   4.506E-11    0.000000   -0.008141   3.540E-06    0.000000 
         ~38       COMB9 Combination         Max  -9.127E-11    0.000000   -0.007350   2.605E-06    0.000000 
         ~38       COMB9 Combination         Min  -9.127E-11    0.000000   -0.007350   2.605E-06    0.000000 
         ~38      COMB10 Combination         Max  -1.838E-09    0.000000   -0.007348   1.494E-06    0.000000 
         ~38      COMB10 Combination         Min  -1.838E-09    0.000000   -0.007348   1.494E-06    0.000000 
         ~38      COMB11 Combination         Max  -1.057E-10    0.000000   -0.007984   3.356E-06    0.000000 
         ~38      COMB11 Combination         Min  -1.057E-10    0.000000   -0.007984   3.356E-06    0.000000 
         ~38      COMB12 Combination         Max  -1.852E-09    0.000000   -0.007982   2.245E-06    0.000000 
         ~38      COMB12 Combination         Min  -1.852E-09    0.000000   -0.007982   2.245E-06    0.000000 
         ~38      COMB13 Combination         Max   2.744E-07   1.420E-08   -0.008131   3.804E-06    0.000000 
         ~38      COMB13 Combination         Min  -2.745E-07  -1.420E-08   -0.008160   3.687E-06    0.000000 
         ~38      COMB14 Combination         Max   1.484E-07   2.305E-08   -0.008139   7.027E-06    0.000000 
         ~38      COMB14 Combination         Min  -1.485E-07  -2.305E-08   -0.008152   4.636E-07    0.000000 
         ~38         INV Combination         Max   2.744E-07   2.305E-08   -0.007348   7.027E-06    0.000000 
         ~38         INV Combination         Min  -2.745E-07  -2.305E-08   -0.008160   4.636E-07    0.000000 
         ~39          PP   LinStatic              -8.569E-12    0.000000   -0.005958   7.899E-07    0.000000 
         ~39        PERM   LinStatic              -1.454E-11    0.000000   -0.001551   8.388E-07    0.000000 
         ~39        NEVE   LinStatic              -9.948E-12    0.000000   -0.000634   5.741E-07    0.000000 
         ~39      VENTOX   LinStatic              -1.039E-10    0.000000    0.000156  -1.407E-07    0.000000 
         ~39      VENTOY   LinStatic              -2.986E-09    0.000000    0.000157  -1.251E-06    0.000000 
         ~39      SISMAX LinRespSpec         Max   2.622E-07   1.420E-08    0.000015   5.433E-08    0.000000 
         ~39      SISMAY LinRespSpec         Max   1.610E-07   2.305E-08   3.977E-06   3.280E-06    0.000000 
         ~39        TERM   LinStatic              -6.412E-11    0.000000  -4.655E-06   2.038E-07    0.000000 
         ~39       COMB1 Combination         Max  -8.723E-11    0.000000   -0.007514   1.832E-06    0.000000 
         ~39       COMB1 Combination         Min  -8.723E-11    0.000000   -0.007514   1.832E-06    0.000000 
         ~39       COMB2 Combination         Max  -9.717E-11    0.000000   -0.008148   2.407E-06    0.000000 
         ~39       COMB2 Combination         Min  -9.717E-11    0.000000   -0.008148   2.407E-06    0.000000 
         ~39       COMB3 Combination         Max  -1.912E-10    0.000000   -0.007358   1.692E-06    0.000000 
         ~39       COMB3 Combination         Min  -1.912E-10    0.000000   -0.007358   1.692E-06    0.000000 
         ~39       COMB4 Combination         Max  -3.073E-09    0.000000   -0.007357   5.812E-07    0.000000 
         ~39       COMB4 Combination         Min  -3.073E-09    0.000000   -0.007357   5.812E-07    0.000000 
         ~39       COMB5 Combination         Max  -2.011E-10    0.000000   -0.007991   2.266E-06    0.000000 
         ~39       COMB5 Combination         Min  -2.011E-10    0.000000   -0.007991   2.266E-06    0.000000 
         ~39       COMB6 Combination         Max  -3.083E-09    0.000000   -0.007990   1.155E-06    0.000000 
         ~39       COMB6 Combination         Min  -3.083E-09    0.000000   -0.007990   1.155E-06    0.000000 
         ~39       COMB7 Combination         Max   4.101E-11    0.000000   -0.007505   1.425E-06    0.000000 
         ~39       COMB7 Combination         Min   4.101E-11    0.000000   -0.007505   1.425E-06    0.000000 
         ~39       COMB8 Combination         Max   3.106E-11    0.000000   -0.008138   1.999E-06    0.000000 
         ~39       COMB8 Combination         Min   3.106E-11    0.000000   -0.008138   1.999E-06    0.000000 
         ~39       COMB9 Combination         Max  -6.292E-11    0.000000   -0.007348   1.284E-06    0.000000 
         ~39       COMB9 Combination         Min  -6.292E-11    0.000000   -0.007348   1.284E-06    0.000000 
         ~39      COMB10 Combination         Max  -2.945E-09    0.000000   -0.007347   1.736E-07    0.000000 
         ~39      COMB10 Combination         Min  -2.945E-09    0.000000   -0.007347   1.736E-07    0.000000 
         ~39      COMB11 Combination         Max  -7.287E-11    0.000000   -0.007982   1.858E-06    0.000000 
         ~39      COMB11 Combination         Min  -7.287E-11    0.000000   -0.007982   1.858E-06    0.000000 
         ~39      COMB12 Combination         Max  -2.955E-09    0.000000   -0.007981   7.477E-07    0.000000 
         ~39      COMB12 Combination         Min  -2.955E-09    0.000000   -0.007981   7.477E-07    0.000000 
         ~39      COMB13 Combination         Max   2.621E-07   1.420E-08   -0.008128   2.257E-06    0.000000 
         ~39      COMB13 Combination         Min  -2.622E-07  -1.420E-08   -0.008158   2.148E-06    0.000000 
         ~39      COMB14 Combination         Max   1.609E-07   2.305E-08   -0.008139   5.483E-06    0.000000 
         ~39      COMB14 Combination         Min  -1.610E-07  -2.305E-08   -0.008147  -1.077E-06    0.000000 
         ~39         INV Combination         Max   2.621E-07   2.305E-08   -0.007347   5.483E-06    0.000000 
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         ~39         INV Combination         Min  -2.622E-07  -2.305E-08   -0.008158  -1.077E-06    0.000000 
         ~40          PP   LinStatic              -3.092E-12    0.000000   -0.005959  -1.995E-07    0.000000 
         ~40        PERM   LinStatic              -5.246E-12    0.000000   -0.001551   3.587E-07    0.000000 
         ~40        NEVE   LinStatic              -3.589E-12    0.000000   -0.000633   2.461E-07    0.000000 
         ~40      VENTOX   LinStatic              -3.750E-11    0.000000    0.000156  -6.012E-08    0.000000 
         ~40      VENTOY   LinStatic              -2.723E-09    0.000000    0.000157  -7.492E-07    0.000000 
         ~40      SISMAX LinRespSpec         Max   1.187E-07   8.750E-09    0.000015   3.130E-08    0.000000 
         ~40      SISMAY LinRespSpec         Max   1.034E-07   1.420E-08   1.444E-06   2.035E-06    0.000000 
         ~40        TERM   LinStatic              -2.314E-11    0.000000  -4.499E-06   1.257E-07    0.000000 
         ~40       COMB1 Combination         Max  -3.147E-11    0.000000   -0.007514   2.849E-07    0.000000 
         ~40       COMB1 Combination         Min  -3.147E-11    0.000000   -0.007514   2.849E-07    0.000000 
         ~40       COMB2 Combination         Max  -3.506E-11    0.000000   -0.008147   5.310E-07    0.000000 
         ~40       COMB2 Combination         Min  -3.506E-11    0.000000   -0.008147   5.310E-07    0.000000 
         ~40       COMB3 Combination         Max  -6.897E-11    0.000000   -0.007358   2.248E-07    0.000000 
         ~40       COMB3 Combination         Min  -6.897E-11    0.000000   -0.007358   2.248E-07    0.000000 
         ~40       COMB4 Combination         Max  -2.754E-09    0.000000   -0.007358  -4.643E-07    0.000000 
         ~40       COMB4 Combination         Min  -2.754E-09    0.000000   -0.007358  -4.643E-07    0.000000 
         ~40       COMB5 Combination         Max  -7.256E-11    0.000000   -0.007991   4.709E-07    0.000000 
         ~40       COMB5 Combination         Min  -7.256E-11    0.000000   -0.007991   4.709E-07    0.000000 
         ~40       COMB6 Combination         Max  -2.758E-09    0.000000   -0.007991  -2.182E-07    0.000000 
         ~40       COMB6 Combination         Min  -2.758E-09    0.000000   -0.007991  -2.182E-07    0.000000 
         ~40       COMB7 Combination         Max   1.480E-11    0.000000   -0.007505   3.354E-08    0.000000 
         ~40       COMB7 Combination         Min   1.480E-11    0.000000   -0.007505   3.354E-08    0.000000 
         ~40       COMB8 Combination         Max   1.121E-11    0.000000   -0.008138   2.796E-07    0.000000 
         ~40       COMB8 Combination         Min   1.121E-11    0.000000   -0.008138   2.796E-07    0.000000 
         ~40       COMB9 Combination         Max  -2.270E-11    0.000000   -0.007349  -2.658E-08    0.000000 
         ~40       COMB9 Combination         Min  -2.270E-11    0.000000   -0.007349  -2.658E-08    0.000000 
         ~40      COMB10 Combination         Max  -2.708E-09    0.000000   -0.007349  -7.157E-07    0.000000 
         ~40      COMB10 Combination         Min  -2.708E-09    0.000000   -0.007349  -7.157E-07    0.000000 
         ~40      COMB11 Combination         Max  -2.629E-11    0.000000   -0.007982   2.195E-07    0.000000 
         ~40      COMB11 Combination         Min  -2.629E-11    0.000000   -0.007982   2.195E-07    0.000000 
         ~40      COMB12 Combination         Max  -2.712E-09    0.000000   -0.007982  -4.696E-07    0.000000 
         ~40      COMB12 Combination         Min  -2.712E-09    0.000000   -0.007982  -4.696E-07    0.000000 
         ~40      COMB13 Combination         Max   1.187E-07   8.750E-09   -0.008128   4.366E-07    0.000000 
         ~40      COMB13 Combination         Min  -1.188E-07  -8.750E-09   -0.008158   3.740E-07    0.000000 
         ~40      COMB14 Combination         Max   1.034E-07   1.420E-08   -0.008141   2.441E-06    0.000000 
         ~40      COMB14 Combination         Min  -1.035E-07  -1.420E-08   -0.008144  -1.630E-06    0.000000 
         ~40         INV Combination         Max   1.187E-07   1.420E-08   -0.007349   2.441E-06    0.000000 
         ~40         INV Combination         Min  -1.188E-07  -1.420E-08   -0.008158  -1.630E-06    0.000000 
         ~41          PP   LinStatic              -3.092E-12    0.000000   -0.005959   1.995E-07    0.000000 
         ~41        PERM   LinStatic              -5.246E-12    0.000000   -0.001551  -3.587E-07    0.000000 
         ~41        NEVE   LinStatic              -3.589E-12    0.000000   -0.000633  -2.461E-07    0.000000 
         ~41      VENTOX   LinStatic              -3.750E-11    0.000000    0.000156   6.012E-08    0.000000 
         ~41      VENTOY   LinStatic               2.723E-09    0.000000    0.000156  -6.445E-07    0.000000 
         ~41      SISMAX LinRespSpec         Max   1.187E-07   1.186E-09    0.000015   3.130E-08    0.000000 
         ~41      SISMAY LinRespSpec         Max   1.034E-07   2.322E-08   1.444E-06   2.035E-06    0.000000 
         ~41        TERM   LinStatic              -2.314E-11    0.000000  -4.499E-06  -1.257E-07    0.000000 
         ~41       COMB1 Combination         Max  -3.147E-11    0.000000   -0.007514  -2.849E-07    0.000000 
         ~41       COMB1 Combination         Min  -3.147E-11    0.000000   -0.007514  -2.849E-07    0.000000 
         ~41       COMB2 Combination         Max  -3.506E-11    0.000000   -0.008147  -5.310E-07    0.000000 
         ~41       COMB2 Combination         Min  -3.506E-11    0.000000   -0.008147  -5.310E-07    0.000000 
         ~41       COMB3 Combination         Max  -6.897E-11    0.000000   -0.007358  -2.248E-07    0.000000 
         ~41       COMB3 Combination         Min  -6.897E-11    0.000000   -0.007358  -2.248E-07    0.000000 
         ~41       COMB4 Combination         Max   2.691E-09    0.000000   -0.007359  -9.294E-07    0.000000 
         ~41       COMB4 Combination         Min   2.691E-09    0.000000   -0.007359  -9.294E-07    0.000000 
         ~41       COMB5 Combination         Max  -7.256E-11    0.000000   -0.007991  -4.709E-07    0.000000 
         ~41       COMB5 Combination         Min  -7.256E-11    0.000000   -0.007991  -4.709E-07    0.000000 
         ~41       COMB6 Combination         Max   2.688E-09    0.000000   -0.007992  -1.175E-06    0.000000 
         ~41       COMB6 Combination         Min   2.688E-09    0.000000   -0.007992  -1.175E-06    0.000000 
         ~41       COMB7 Combination         Max   1.480E-11    0.000000   -0.007505  -3.354E-08    0.000000 
         ~41       COMB7 Combination         Min   1.480E-11    0.000000   -0.007505  -3.354E-08    0.000000 
         ~41       COMB8 Combination         Max   1.121E-11    0.000000   -0.008138  -2.796E-07    0.000000 
         ~41       COMB8 Combination         Min   1.121E-11    0.000000   -0.008138  -2.796E-07    0.000000 
         ~41       COMB9 Combination         Max  -2.270E-11    0.000000   -0.007349   2.658E-08    0.000000 
         ~41       COMB9 Combination         Min  -2.270E-11    0.000000   -0.007349   2.658E-08    0.000000 
         ~41      COMB10 Combination         Max   2.737E-09    0.000000   -0.007350  -6.780E-07    0.000000 
         ~41      COMB10 Combination         Min   2.737E-09    0.000000   -0.007350  -6.780E-07    0.000000 
         ~41      COMB11 Combination         Max  -2.629E-11    0.000000   -0.007982  -2.195E-07    0.000000 
         ~41      COMB11 Combination         Min  -2.629E-11    0.000000   -0.007982  -2.195E-07    0.000000 
         ~41      COMB12 Combination         Max   2.734E-09    0.000000   -0.007983  -9.241E-07    0.000000 
         ~41      COMB12 Combination         Min   2.734E-09    0.000000   -0.007983  -9.241E-07    0.000000 
         ~41      COMB13 Combination         Max   1.187E-07   1.186E-09   -0.008128  -3.740E-07    0.000000 
         ~41      COMB13 Combination         Min  -1.188E-07  -1.186E-09   -0.008158  -4.366E-07    0.000000 
         ~41      COMB14 Combination         Max   1.034E-07   2.322E-08   -0.008141   1.630E-06    0.000000 
         ~41      COMB14 Combination         Min  -1.035E-07  -2.322E-08   -0.008144  -2.441E-06    0.000000 
         ~41         INV Combination         Max   1.187E-07   2.322E-08   -0.007349   1.630E-06    0.000000 
         ~41         INV Combination         Min  -1.188E-07  -2.322E-08   -0.008158  -2.441E-06    0.000000 
         ~42          PP   LinStatic              -8.569E-12    0.000000   -0.005958  -7.899E-07    0.000000 
         ~42        PERM   LinStatic              -1.454E-11    0.000000   -0.001551  -8.388E-07    0.000000 
         ~42        NEVE   LinStatic              -9.948E-12    0.000000   -0.000634  -5.741E-07    0.000000 
         ~42      VENTOX   LinStatic              -1.039E-10    0.000000    0.000156   1.407E-07    0.000000 
         ~42      VENTOY   LinStatic               2.985E-09    0.000000    0.000155  -9.950E-07    0.000000 
         ~42      SISMAX LinRespSpec         Max   2.622E-07   1.925E-09    0.000015   5.433E-08    0.000000 
         ~42      SISMAY LinRespSpec         Max   1.610E-07   3.768E-08   3.977E-06   3.280E-06    0.000000 
         ~42        TERM   LinStatic              -6.412E-11    0.000000  -4.655E-06  -2.038E-07    0.000000 
         ~42       COMB1 Combination         Max  -8.723E-11    0.000000   -0.007514  -1.832E-06    0.000000 
         ~42       COMB1 Combination         Min  -8.723E-11    0.000000   -0.007514  -1.832E-06    0.000000 
         ~42       COMB2 Combination         Max  -9.717E-11    0.000000   -0.008148  -2.407E-06    0.000000 
         ~42       COMB2 Combination         Min  -9.717E-11    0.000000   -0.008148  -2.407E-06    0.000000 
         ~42       COMB3 Combination         Max  -1.912E-10    0.000000   -0.007358  -1.692E-06    0.000000 
         ~42       COMB3 Combination         Min  -1.912E-10    0.000000   -0.007358  -1.692E-06    0.000000 
         ~42       COMB4 Combination         Max   2.898E-09    0.000000   -0.007359  -2.827E-06    0.000000 
         ~42       COMB4 Combination         Min   2.898E-09    0.000000   -0.007359  -2.827E-06    0.000000 
         ~42       COMB5 Combination         Max  -2.011E-10    0.000000   -0.007991  -2.266E-06    0.000000 
         ~42       COMB5 Combination         Min  -2.011E-10    0.000000   -0.007991  -2.266E-06    0.000000 
         ~42       COMB6 Combination         Max   2.888E-09    0.000000   -0.007993  -3.402E-06    0.000000 
         ~42       COMB6 Combination         Min   2.888E-09    0.000000   -0.007993  -3.402E-06    0.000000 
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         ~42       COMB7 Combination         Max   4.101E-11    0.000000   -0.007505  -1.425E-06    0.000000 
         ~42       COMB7 Combination         Min   4.101E-11    0.000000   -0.007505  -1.425E-06    0.000000 
         ~42       COMB8 Combination         Max   3.106E-11    0.000000   -0.008138  -1.999E-06    0.000000 
         ~42       COMB8 Combination         Min   3.106E-11    0.000000   -0.008138  -1.999E-06    0.000000 
         ~42       COMB9 Combination         Max  -6.292E-11    0.000000   -0.007348  -1.284E-06    0.000000 
         ~42       COMB9 Combination         Min  -6.292E-11    0.000000   -0.007348  -1.284E-06    0.000000 
         ~42      COMB10 Combination         Max   3.026E-09    0.000000   -0.007350  -2.420E-06    0.000000 
         ~42      COMB10 Combination         Min   3.026E-09    0.000000   -0.007350  -2.420E-06    0.000000 
         ~42      COMB11 Combination         Max  -7.287E-11    0.000000   -0.007982  -1.858E-06    0.000000 
         ~42      COMB11 Combination         Min  -7.287E-11    0.000000   -0.007982  -1.858E-06    0.000000 
         ~42      COMB12 Combination         Max   3.016E-09    0.000000   -0.007984  -2.994E-06    0.000000 
         ~42      COMB12 Combination         Min   3.016E-09    0.000000   -0.007984  -2.994E-06    0.000000 
         ~42      COMB13 Combination         Max   2.621E-07   1.925E-09   -0.008128  -2.148E-06    0.000000 
         ~42      COMB13 Combination         Min  -2.622E-07  -1.925E-09   -0.008158  -2.257E-06    0.000000 
         ~42      COMB14 Combination         Max   1.609E-07   3.768E-08   -0.008139   1.077E-06    0.000000 
         ~42      COMB14 Combination         Min  -1.610E-07  -3.768E-08   -0.008147  -5.483E-06    0.000000 
         ~42         INV Combination         Max   2.621E-07   3.768E-08   -0.007348   1.077E-06    0.000000 
         ~42         INV Combination         Min  -2.622E-07  -3.768E-08   -0.008158  -5.483E-06    0.000000 
         ~43          PP   LinStatic              -1.243E-11    0.000000   -0.005960  -1.896E-06    0.000000 
         ~43        PERM   LinStatic              -2.109E-11    0.000000   -0.001552  -1.098E-06    0.000000 
         ~43        NEVE   LinStatic              -1.443E-11    0.000000   -0.000634  -7.512E-07    0.000000 
         ~43      VENTOX   LinStatic              -1.508E-10    0.000000    0.000156   1.844E-07    0.000000 
         ~43      VENTOY   LinStatic               1.896E-09    0.000000    0.000154  -9.518E-07    0.000000 
         ~43      SISMAX LinRespSpec         Max   2.745E-07   1.925E-09    0.000015   5.823E-08    0.000000 
         ~43      SISMAY LinRespSpec         Max   1.485E-07   3.768E-08   6.824E-06   3.282E-06    0.000000 
         ~43        TERM   LinStatic              -9.301E-11    0.000000  -4.832E-06  -2.051E-07    0.000000 
         ~43       COMB1 Combination         Max  -1.265E-10    0.000000   -0.007516  -3.199E-06    0.000000 
         ~43       COMB1 Combination         Min  -1.265E-10    0.000000   -0.007516  -3.199E-06    0.000000 
         ~43       COMB2 Combination         Max  -1.410E-10    0.000000   -0.008150  -3.950E-06    0.000000 
         ~43       COMB2 Combination         Min  -1.410E-10    0.000000   -0.008150  -3.950E-06    0.000000 
         ~43       COMB3 Combination         Max  -2.773E-10    0.000000   -0.007360  -3.015E-06    0.000000 
         ~43       COMB3 Combination         Min  -2.773E-10    0.000000   -0.007360  -3.015E-06    0.000000 
         ~43       COMB4 Combination         Max   1.770E-09    0.000000   -0.007362  -4.151E-06    0.000000 
         ~43       COMB4 Combination         Min   1.770E-09    0.000000   -0.007362  -4.151E-06    0.000000 
         ~43       COMB5 Combination         Max  -2.917E-10    0.000000   -0.007994  -3.766E-06    0.000000 
         ~43       COMB5 Combination         Min  -2.917E-10    0.000000   -0.007994  -3.766E-06    0.000000 
         ~43       COMB6 Combination         Max   1.756E-09    0.000000   -0.007996  -4.902E-06    0.000000 
         ~43       COMB6 Combination         Min   1.756E-09    0.000000   -0.007996  -4.902E-06    0.000000 
         ~43       COMB7 Combination         Max   5.949E-11    0.000000   -0.007507  -2.789E-06    0.000000 
         ~43       COMB7 Combination         Min   5.949E-11    0.000000   -0.007507  -2.789E-06    0.000000 
         ~43       COMB8 Combination         Max   4.506E-11    0.000000   -0.008141  -3.540E-06    0.000000 
         ~43       COMB8 Combination         Min   4.506E-11    0.000000   -0.008141  -3.540E-06    0.000000 
         ~43       COMB9 Combination         Max  -9.127E-11    0.000000   -0.007350  -2.605E-06    0.000000 
         ~43       COMB9 Combination         Min  -9.127E-11    0.000000   -0.007350  -2.605E-06    0.000000 
         ~43      COMB10 Combination         Max   1.956E-09    0.000000   -0.007353  -3.741E-06    0.000000 
         ~43      COMB10 Combination         Min   1.956E-09    0.000000   -0.007353  -3.741E-06    0.000000 
         ~43      COMB11 Combination         Max  -1.057E-10    0.000000   -0.007984  -3.356E-06    0.000000 
         ~43      COMB11 Combination         Min  -1.057E-10    0.000000   -0.007984  -3.356E-06    0.000000 
         ~43      COMB12 Combination         Max   1.942E-09    0.000000   -0.007987  -4.492E-06    0.000000 
         ~43      COMB12 Combination         Min   1.942E-09    0.000000   -0.007987  -4.492E-06    0.000000 
         ~43      COMB13 Combination         Max   2.744E-07   1.925E-09   -0.008131  -3.687E-06    0.000000 
         ~43      COMB13 Combination         Min  -2.745E-07  -1.925E-09   -0.008160  -3.804E-06    0.000000 
         ~43      COMB14 Combination         Max   1.484E-07   3.768E-08   -0.008139  -4.636E-07    0.000000 
         ~43      COMB14 Combination         Min  -1.485E-07  -3.768E-08   -0.008152  -7.027E-06    0.000000 
         ~43         INV Combination         Max   2.744E-07   3.768E-08   -0.007350  -4.636E-07    0.000000 
         ~43         INV Combination         Min  -2.745E-07  -3.768E-08   -0.008160  -7.027E-06    0.000000 
         ~44          PP   LinStatic              -1.088E-11    0.000000   -0.005962  -1.867E-06    0.000000 
         ~44        PERM   LinStatic              -1.846E-11    0.000000   -0.001553  -8.437E-07    0.000000 
         ~44        NEVE   LinStatic              -1.263E-11    0.000000   -0.000635  -5.766E-07    0.000000 
         ~44      VENTOX   LinStatic              -1.320E-10    0.000000    0.000157   1.417E-07    0.000000 
         ~44      VENTOY   LinStatic               5.259E-10    0.000000    0.000153  -5.640E-07    0.000000 
         ~44      SISMAX LinRespSpec         Max   1.436E-07   1.186E-09    0.000015   3.857E-08    0.000000 
         ~44      SISMAY LinRespSpec         Max   8.217E-08   2.322E-08   9.361E-06   2.038E-06    0.000000 
         ~44        TERM   LinStatic              -8.142E-11    0.000000  -4.992E-06  -1.282E-07    0.000000 
         ~44       COMB1 Combination         Max  -1.108E-10    0.000000   -0.007520  -2.838E-06    0.000000 
         ~44       COMB1 Combination         Min  -1.108E-10    0.000000   -0.007520  -2.838E-06    0.000000 
         ~44       COMB2 Combination         Max  -1.234E-10    0.000000   -0.008155  -3.415E-06    0.000000 
         ~44       COMB2 Combination         Min  -1.234E-10    0.000000   -0.008155  -3.415E-06    0.000000 
         ~44       COMB3 Combination         Max  -2.427E-10    0.000000   -0.007364  -2.697E-06    0.000000 
         ~44       COMB3 Combination         Min  -2.427E-10    0.000000   -0.007364  -2.697E-06    0.000000 
         ~44       COMB4 Combination         Max   4.151E-10    0.000000   -0.007367  -3.402E-06    0.000000 
         ~44       COMB4 Combination         Min   4.151E-10    0.000000   -0.007367  -3.402E-06    0.000000 
         ~44       COMB5 Combination         Max  -2.554E-10    0.000000   -0.007998  -3.273E-06    0.000000 
         ~44       COMB5 Combination         Min  -2.554E-10    0.000000   -0.007998  -3.273E-06    0.000000 
         ~44       COMB6 Combination         Max   4.025E-10    0.000000   -0.008002  -3.979E-06    0.000000 
         ~44       COMB6 Combination         Min   4.025E-10    0.000000   -0.008002  -3.979E-06    0.000000 
         ~44       COMB7 Combination         Max   5.208E-11    0.000000   -0.007510  -2.582E-06    0.000000 
         ~44       COMB7 Combination         Min   5.208E-11    0.000000   -0.007510  -2.582E-06    0.000000 
         ~44       COMB8 Combination         Max   3.945E-11    0.000000   -0.008145  -3.159E-06    0.000000 
         ~44       COMB8 Combination         Min   3.945E-11    0.000000   -0.008145  -3.159E-06    0.000000 
         ~44       COMB9 Combination         Max  -7.990E-11    0.000000   -0.007354  -2.440E-06    0.000000 
         ~44       COMB9 Combination         Min  -7.990E-11    0.000000   -0.007354  -2.440E-06    0.000000 
         ~44      COMB10 Combination         Max   5.780E-10    0.000000   -0.007357  -3.146E-06    0.000000 
         ~44      COMB10 Combination         Min   5.780E-10    0.000000   -0.007357  -3.146E-06    0.000000 
         ~44      COMB11 Combination         Max  -9.253E-11    0.000000   -0.007988  -3.017E-06    0.000000 
         ~44      COMB11 Combination         Min  -9.253E-11    0.000000   -0.007988  -3.017E-06    0.000000 
         ~44      COMB12 Combination         Max   5.653E-10    0.000000   -0.007992  -3.723E-06    0.000000 
         ~44      COMB12 Combination         Min   5.653E-10    0.000000   -0.007992  -3.723E-06    0.000000 
         ~44      COMB13 Combination         Max   1.436E-07   1.186E-09   -0.008135  -3.248E-06    0.000000 
         ~44      COMB13 Combination         Min  -1.437E-07  -1.186E-09   -0.008165  -3.326E-06    0.000000 
         ~44      COMB14 Combination         Max   8.213E-08   2.322E-08   -0.008141  -1.249E-06    0.000000 
         ~44      COMB14 Combination         Min  -8.222E-08  -2.322E-08   -0.008159  -5.325E-06    0.000000 
         ~44         INV Combination         Max   1.436E-07   2.322E-08   -0.007354  -1.249E-06    0.000000 
         ~44         INV Combination         Min  -1.437E-07  -2.322E-08   -0.008165  -5.325E-06    0.000000 
         ~45          PP   LinStatic               7.645E-11    0.000000   -0.005965  -2.144E-06    0.000000 
         ~45        PERM   LinStatic               1.802E-10    0.000000   -0.001555  -1.578E-06    0.000000 
         ~45        NEVE   LinStatic               1.233E-10    0.000000   -0.000636  -1.080E-06    0.000000 
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         ~45      VENTOX   LinStatic              -9.081E-11    0.000000    0.000157   2.709E-07    0.000000 
         ~45      VENTOY   LinStatic              -2.649E-09    0.000000    0.000152  -5.163E-07    0.000000 
         ~45      SISMAX LinRespSpec         Max   1.081E-07   3.733E-09    0.000015   5.355E-08    0.000000 
         ~45      SISMAY LinRespSpec         Max   1.013E-07   1.828E-08    0.000012   2.213E-06    0.000000 
         ~45        TERM   LinStatic               3.259E-11    0.000000  -5.239E-06  -2.205E-07    0.000000 
         ~45       COMB1 Combination         Max   2.893E-10    0.000000   -0.007525  -3.943E-06    0.000000 
         ~45       COMB1 Combination         Min   2.893E-10    0.000000   -0.007525  -3.943E-06    0.000000 
         ~45       COMB2 Combination         Max   4.126E-10    0.000000   -0.008161  -5.023E-06    0.000000 
         ~45       COMB2 Combination         Min   4.126E-10    0.000000   -0.008161  -5.023E-06    0.000000 
         ~45       COMB3 Combination         Max   1.985E-10    0.000000   -0.007368  -3.672E-06    0.000000 
         ~45       COMB3 Combination         Min   1.985E-10    0.000000   -0.007368  -3.672E-06    0.000000 
         ~45       COMB4 Combination         Max  -2.360E-09    0.000000   -0.007373  -4.459E-06    0.000000 
         ~45       COMB4 Combination         Min  -2.360E-09    0.000000   -0.007373  -4.459E-06    0.000000 
         ~45       COMB5 Combination         Max   3.218E-10    0.000000   -0.008004  -4.752E-06    0.000000 
         ~45       COMB5 Combination         Min   3.218E-10    0.000000   -0.008004  -4.752E-06    0.000000 
         ~45       COMB6 Combination         Max  -2.237E-09    0.000000   -0.008009  -5.539E-06    0.000000 
         ~45       COMB6 Combination         Min  -2.237E-09    0.000000   -0.008009  -5.539E-06    0.000000 
         ~45       COMB7 Combination         Max   2.241E-10    0.000000   -0.007514  -3.502E-06    0.000000 
         ~45       COMB7 Combination         Min   2.241E-10    0.000000   -0.007514  -3.502E-06    0.000000 
         ~45       COMB8 Combination         Max   3.474E-10    0.000000   -0.008151  -4.582E-06    0.000000 
         ~45       COMB8 Combination         Min   3.474E-10    0.000000   -0.008151  -4.582E-06    0.000000 
         ~45       COMB9 Combination         Max   1.333E-10    0.000000   -0.007358  -3.231E-06    0.000000 
         ~45       COMB9 Combination         Min   1.333E-10    0.000000   -0.007358  -3.231E-06    0.000000 
         ~45      COMB10 Combination         Max  -2.425E-09    0.000000   -0.007362  -4.018E-06    0.000000 
         ~45      COMB10 Combination         Min  -2.425E-09    0.000000   -0.007362  -4.018E-06    0.000000 
         ~45      COMB11 Combination         Max   2.566E-10    0.000000   -0.007994  -4.311E-06    0.000000 
         ~45      COMB11 Combination         Min   2.566E-10    0.000000   -0.007994  -4.311E-06    0.000000 
         ~45      COMB12 Combination         Max  -2.302E-09    0.000000   -0.007998  -5.098E-06    0.000000 
         ~45      COMB12 Combination         Min  -2.302E-09    0.000000   -0.007998  -5.098E-06    0.000000 
         ~45      COMB13 Combination         Max   1.085E-07   3.733E-09   -0.008141  -4.749E-06    0.000000 
         ~45      COMB13 Combination         Min  -1.078E-07  -3.733E-09   -0.008171  -4.856E-06    0.000000 
         ~45      COMB14 Combination         Max   1.017E-07   1.828E-08   -0.008143  -2.589E-06    0.000000 
         ~45      COMB14 Combination         Min  -1.009E-07  -1.828E-08   -0.008168  -7.015E-06    0.000000 
         ~45         INV Combination         Max   1.085E-07   1.828E-08   -0.007358  -2.589E-06    0.000000 
         ~45         INV Combination         Min  -1.078E-07  -1.828E-08   -0.008171  -7.015E-06    0.000000 
         ~46          PP   LinStatic               1.942E-10    0.000000   -0.005967  -4.569E-06    0.000000 
         ~46        PERM   LinStatic               4.694E-10    0.000000   -0.001556  -2.804E-06    0.000000 
         ~46        NEVE   LinStatic               3.212E-10    0.000000   -0.000637  -1.919E-06    0.000000 
         ~46      VENTOX   LinStatic              -4.667E-10    0.000000    0.000157   4.806E-07    0.000000 
         ~46      VENTOY   LinStatic              -7.782E-09    0.000000    0.000152  -7.893E-07    0.000000 
         ~46      SISMAX LinRespSpec         Max   2.285E-07   6.058E-09    0.000015   8.240E-08    0.000000 
         ~46      SISMAY LinRespSpec         Max   1.785E-07   2.967E-08    0.000015   3.569E-06    0.000000 
         ~46        TERM   LinStatic              -4.233E-11    0.000000  -5.514E-06  -3.569E-07    0.000000 
         ~46       COMB1 Combination         Max   6.212E-10    0.000000   -0.007529  -7.730E-06    0.000000 
         ~46       COMB1 Combination         Min   6.212E-10    0.000000   -0.007529  -7.730E-06    0.000000 
         ~46       COMB2 Combination         Max   9.424E-10    0.000000   -0.008167  -9.649E-06    0.000000 
         ~46       COMB2 Combination         Min   9.424E-10    0.000000   -0.008167  -9.649E-06    0.000000 
         ~46       COMB3 Combination         Max   1.546E-10    0.000000   -0.007372  -7.249E-06    0.000000 
         ~46       COMB3 Combination         Min   1.546E-10    0.000000   -0.007372  -7.249E-06    0.000000 
         ~46       COMB4 Combination         Max  -7.161E-09    0.000000   -0.007378  -8.519E-06    0.000000 
         ~46       COMB4 Combination         Min  -7.161E-09    0.000000   -0.007378  -8.519E-06    0.000000 
         ~46       COMB5 Combination         Max   4.757E-10    0.000000   -0.008010  -9.168E-06    0.000000 
         ~46       COMB5 Combination         Min   4.757E-10    0.000000   -0.008010  -9.168E-06    0.000000 
         ~46       COMB6 Combination         Max  -6.840E-09    0.000000   -0.008015   -0.000010    0.000000 
         ~46       COMB6 Combination         Min  -6.840E-09    0.000000   -0.008015   -0.000010    0.000000 
         ~46       COMB7 Combination         Max   7.059E-10    0.000000   -0.007518  -7.016E-06    0.000000 
         ~46       COMB7 Combination         Min   7.059E-10    0.000000   -0.007518  -7.016E-06    0.000000 
         ~46       COMB8 Combination         Max   1.027E-09    0.000000   -0.008156  -8.935E-06    0.000000 
         ~46       COMB8 Combination         Min   1.027E-09    0.000000   -0.008156  -8.935E-06    0.000000 
         ~46       COMB9 Combination         Max   2.392E-10    0.000000   -0.007361  -6.536E-06    0.000000 
         ~46       COMB9 Combination         Min   2.392E-10    0.000000   -0.007361  -6.536E-06    0.000000 
         ~46      COMB10 Combination         Max  -7.076E-09    0.000000   -0.007367  -7.805E-06    0.000000 
         ~46      COMB10 Combination         Min  -7.076E-09    0.000000   -0.007367  -7.805E-06    0.000000 
         ~46      COMB11 Combination         Max   5.604E-10    0.000000   -0.007999  -8.454E-06    0.000000 
         ~46      COMB11 Combination         Min   5.604E-10    0.000000   -0.007999  -8.454E-06    0.000000 
         ~46      COMB12 Combination         Max  -6.755E-09    0.000000   -0.008004  -9.724E-06    0.000000 
         ~46      COMB12 Combination         Min  -6.755E-09    0.000000   -0.008004  -9.724E-06    0.000000 
         ~46      COMB13 Combination         Max   2.295E-07   6.058E-09   -0.008146  -9.209E-06    0.000000 
         ~46      COMB13 Combination         Min  -2.276E-07  -6.058E-09   -0.008176  -9.374E-06    0.000000 
         ~46      COMB14 Combination         Max   1.795E-07   2.967E-08   -0.008146  -5.723E-06    0.000000 
         ~46      COMB14 Combination         Min  -1.775E-07  -2.967E-08   -0.008176   -0.000013    0.000000 
         ~46         INV Combination         Max   2.295E-07   2.967E-08   -0.007361  -5.723E-06    0.000000 
         ~46         INV Combination         Min  -2.276E-07  -2.967E-08   -0.008176   -0.000013    0.000000 
         ~47          PP   LinStatic               2.722E-10    0.000000   -0.005972  -5.678E-06    0.000000 
         ~47        PERM   LinStatic               6.649E-10    0.000000   -0.001559  -3.065E-06    0.000000 
         ~47        NEVE   LinStatic               4.549E-10    0.000000   -0.000639  -2.097E-06    0.000000 
         ~47      VENTOX   LinStatic              -7.917E-10    0.000000    0.000158   5.246E-07    0.000000 
         ~47      VENTOY   LinStatic              -1.152E-08    0.000000    0.000151  -7.470E-07    0.000000 
         ~47      SISMAX LinRespSpec         Max   2.480E-07   6.058E-09    0.000015   7.856E-08    0.000000 
         ~47      SISMAY LinRespSpec         Max   1.773E-07   2.967E-08    0.000018   3.574E-06    0.000000 
         ~47        TERM   LinStatic              -1.322E-10    0.000000  -5.824E-06  -3.584E-07    0.000000 
         ~47       COMB1 Combination         Max   8.049E-10    0.000000   -0.007537  -9.102E-06    0.000000 
         ~47       COMB1 Combination         Min   8.049E-10    0.000000   -0.007537  -9.102E-06    0.000000 
         ~47       COMB2 Combination         Max   1.260E-09    0.000000   -0.008176   -0.000011    0.000000 
         ~47       COMB2 Combination         Min   1.260E-09    0.000000   -0.008176   -0.000011    0.000000 
         ~47       COMB3 Combination         Max   1.313E-11    0.000000   -0.007379  -8.577E-06    0.000000 
         ~47       COMB3 Combination         Min   1.313E-11    0.000000   -0.007379  -8.577E-06    0.000000 
         ~47       COMB4 Combination         Max  -1.072E-08    0.000000   -0.007386  -9.849E-06    0.000000 
         ~47       COMB4 Combination         Min  -1.072E-08    0.000000   -0.007386  -9.849E-06    0.000000 
         ~47       COMB5 Combination         Max   4.681E-10    0.000000   -0.008018   -0.000011    0.000000 
         ~47       COMB5 Combination         Min   4.681E-10    0.000000   -0.008018   -0.000011    0.000000 
         ~47       COMB6 Combination         Max  -1.026E-08    0.000000   -0.008025   -0.000012    0.000000 
         ~47       COMB6 Combination         Min  -1.026E-08    0.000000   -0.008025   -0.000012    0.000000 
         ~47       COMB7 Combination         Max   1.069E-09    0.000000   -0.007525  -8.385E-06    0.000000 
         ~47       COMB7 Combination         Min   1.069E-09    0.000000   -0.007525  -8.385E-06    0.000000 
         ~47       COMB8 Combination         Max   1.524E-09    0.000000   -0.008164   -0.000010    0.000000 
         ~47       COMB8 Combination         Min   1.524E-09    0.000000   -0.008164   -0.000010    0.000000 
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         ~47       COMB9 Combination         Max   2.776E-10    0.000000   -0.007367  -7.860E-06    0.000000 
         ~47       COMB9 Combination         Min   2.776E-10    0.000000   -0.007367  -7.860E-06    0.000000 
         ~47      COMB10 Combination         Max  -1.045E-08    0.000000   -0.007374  -9.132E-06    0.000000 
         ~47      COMB10 Combination         Min  -1.045E-08    0.000000   -0.007374  -9.132E-06    0.000000 
         ~47      COMB11 Combination         Max   7.325E-10    0.000000   -0.008007  -9.957E-06    0.000000 
         ~47      COMB11 Combination         Min   7.325E-10    0.000000   -0.008007  -9.957E-06    0.000000 
         ~47      COMB12 Combination         Max  -9.999E-09    0.000000   -0.008013   -0.000011    0.000000 
         ~47      COMB12 Combination         Min  -9.999E-09    0.000000   -0.008013   -0.000011    0.000000 
         ~47      COMB13 Combination         Max   2.494E-07   6.058E-09   -0.008155   -0.000011    0.000000 
         ~47      COMB13 Combination         Min  -2.467E-07  -6.058E-09   -0.008185   -0.000011    0.000000 
         ~47      COMB14 Combination         Max   1.787E-07   2.967E-08   -0.008152  -7.267E-06    0.000000 
         ~47      COMB14 Combination         Min  -1.759E-07  -2.967E-08   -0.008188   -0.000014    0.000000 
         ~47         INV Combination         Max   2.494E-07   2.967E-08   -0.007367  -7.267E-06    0.000000 
         ~47         INV Combination         Min  -2.467E-07  -2.967E-08   -0.008188   -0.000014    0.000000 
         ~48          PP   LinStatic               2.339E-10    0.000000   -0.005977  -4.216E-06    0.000000 
         ~48        PERM   LinStatic               5.745E-10    0.000000   -0.001562  -2.066E-06    0.000000 
         ~48        NEVE   LinStatic               3.931E-10    0.000000   -0.000641  -1.413E-06    0.000000 
         ~48      VENTOX   LinStatic              -7.466E-10    0.000000    0.000158   3.530E-07    0.000000 
         ~48      VENTOY   LinStatic              -1.020E-08    0.000000    0.000151  -4.373E-07    0.000000 
         ~48      SISMAX LinRespSpec         Max   1.434E-07   3.733E-09    0.000015   4.638E-08    0.000000 
         ~48      SISMAY LinRespSpec         Max   1.034E-07   1.828E-08    0.000021   2.221E-06    0.000000 
         ~48        TERM   LinStatic              -1.487E-10    0.000000  -6.103E-06  -2.235E-07    0.000000 
         ~48       COMB1 Combination         Max   6.597E-10    0.000000   -0.007545  -6.506E-06    0.000000 
         ~48       COMB1 Combination         Min   6.597E-10    0.000000   -0.007545  -6.506E-06    0.000000 
         ~48       COMB2 Combination         Max   1.053E-09    0.000000   -0.008186  -7.918E-06    0.000000 
         ~48       COMB2 Combination         Min   1.053E-09    0.000000   -0.008186  -7.918E-06    0.000000 
         ~48       COMB3 Combination         Max  -8.687E-11    0.000000   -0.007387  -6.152E-06    0.000000 
         ~48       COMB3 Combination         Min  -8.687E-11    0.000000   -0.007387  -6.152E-06    0.000000 
         ~48       COMB4 Combination         Max  -9.537E-09    0.000000   -0.007395  -6.943E-06    0.000000 
         ~48       COMB4 Combination         Min  -9.537E-09    0.000000   -0.007395  -6.943E-06    0.000000 
         ~48       COMB5 Combination         Max   3.062E-10    0.000000   -0.008028  -7.565E-06    0.000000 
         ~48       COMB5 Combination         Min   3.062E-10    0.000000   -0.008028  -7.565E-06    0.000000 
         ~48       COMB6 Combination         Max  -9.143E-09    0.000000   -0.008036  -8.356E-06    0.000000 
         ~48       COMB6 Combination         Min  -9.143E-09    0.000000   -0.008036  -8.356E-06    0.000000 
         ~48       COMB7 Combination         Max   9.571E-10    0.000000   -0.007533  -6.059E-06    0.000000 
         ~48       COMB7 Combination         Min   9.571E-10    0.000000   -0.007533  -6.059E-06    0.000000 
         ~48       COMB8 Combination         Max   1.350E-09    0.000000   -0.008174  -7.471E-06    0.000000 
         ~48       COMB8 Combination         Min   1.350E-09    0.000000   -0.008174  -7.471E-06    0.000000 
         ~48       COMB9 Combination         Max   2.106E-10    0.000000   -0.007375  -5.705E-06    0.000000 
         ~48       COMB9 Combination         Min   2.106E-10    0.000000   -0.007375  -5.705E-06    0.000000 
         ~48      COMB10 Combination         Max  -9.239E-09    0.000000   -0.007382  -6.496E-06    0.000000 
         ~48      COMB10 Combination         Min  -9.239E-09    0.000000   -0.007382  -6.496E-06    0.000000 
         ~48      COMB11 Combination         Max   6.037E-10    0.000000   -0.008016  -7.118E-06    0.000000 
         ~48      COMB11 Combination         Min   6.037E-10    0.000000   -0.008016  -7.118E-06    0.000000 
         ~48      COMB12 Combination         Max  -8.846E-09    0.000000   -0.008023  -7.909E-06    0.000000 
         ~48      COMB12 Combination         Min  -8.846E-09    0.000000   -0.008023  -7.909E-06    0.000000 
         ~48      COMB13 Combination         Max   1.446E-07   3.733E-09   -0.008165  -7.649E-06    0.000000 
         ~48      COMB13 Combination         Min  -1.422E-07  -3.733E-09   -0.008195  -7.741E-06    0.000000 
         ~48      COMB14 Combination         Max   1.046E-07   1.828E-08   -0.008159  -5.474E-06    0.000000 
         ~48      COMB14 Combination         Min  -1.022E-07  -1.828E-08   -0.008201  -9.916E-06    0.000000 
         ~48         INV Combination         Max   1.446E-07   1.828E-08   -0.007375  -5.474E-06    0.000000 
         ~48         INV Combination         Min  -1.422E-07  -1.828E-08   -0.008201  -9.916E-06    0.000000 
         ~49          PP   LinStatic                0.000000  -1.574E-12   -0.006113    0.000000  -5.782E-06 
         ~49        PERM   LinStatic                0.000000   2.256E-11   -0.001668    0.000000  -2.335E-06 
         ~49        NEVE   LinStatic                0.000000   1.544E-11   -0.000714    0.000000  -1.597E-06 
         ~49      VENTOX   LinStatic                0.000000  -3.239E-13    0.000175    0.000000   3.649E-07 
         ~49      VENTOY   LinStatic                0.000000  -5.350E-09    0.000195    0.000000   6.375E-07 
         ~49      SISMAX LinRespSpec         Max   2.723E-08   2.378E-08   6.358E-06    0.000000   4.808E-07 
         ~49      SISMAY LinRespSpec         Max   5.387E-09   1.387E-07    0.000062    0.000000   7.902E-07 
         ~49        TERM   LinStatic                0.000000   3.564E-13   3.278E-06    0.000000  -1.144E-07 
         ~49       COMB1 Combination         Max    0.000000   2.135E-11   -0.007778    0.000000  -8.231E-06 
         ~49       COMB1 Combination         Min    0.000000   2.135E-11   -0.007778    0.000000  -8.231E-06 
         ~49       COMB2 Combination         Max    0.000000   3.679E-11   -0.008491    0.000000  -9.828E-06 
         ~49       COMB2 Combination         Min    0.000000   3.679E-11   -0.008491    0.000000  -9.828E-06 
         ~49       COMB3 Combination         Max    0.000000   2.102E-11   -0.007602    0.000000  -7.866E-06 
         ~49       COMB3 Combination         Min    0.000000   2.102E-11   -0.007602    0.000000  -7.866E-06 
         ~49       COMB4 Combination         Max    0.000000  -5.329E-09   -0.007583    0.000000  -7.594E-06 
         ~49       COMB4 Combination         Min    0.000000  -5.329E-09   -0.007583    0.000000  -7.594E-06 
         ~49       COMB5 Combination         Max    0.000000   3.646E-11   -0.008316    0.000000  -9.463E-06 
         ~49       COMB5 Combination         Min    0.000000   3.646E-11   -0.008316    0.000000  -9.463E-06 
         ~49       COMB6 Combination         Max    0.000000  -5.313E-09   -0.008296    0.000000  -9.190E-06 
         ~49       COMB6 Combination         Min    0.000000  -5.313E-09   -0.008296    0.000000  -9.190E-06 
         ~49       COMB7 Combination         Max    0.000000   2.064E-11   -0.007784    0.000000  -8.002E-06 
         ~49       COMB7 Combination         Min    0.000000   2.064E-11   -0.007784    0.000000  -8.002E-06 
         ~49       COMB8 Combination         Max    0.000000   3.607E-11   -0.008498    0.000000  -9.599E-06 
         ~49       COMB8 Combination         Min    0.000000   3.607E-11   -0.008498    0.000000  -9.599E-06 
         ~49       COMB9 Combination         Max    0.000000   2.031E-11   -0.007609    0.000000  -7.637E-06 
         ~49       COMB9 Combination         Min    0.000000   2.031E-11   -0.007609    0.000000  -7.637E-06 
         ~49      COMB10 Combination         Max    0.000000  -5.329E-09   -0.007589    0.000000  -7.365E-06 
         ~49      COMB10 Combination         Min    0.000000  -5.329E-09   -0.007589    0.000000  -7.365E-06 
         ~49      COMB11 Combination         Max    0.000000   3.575E-11   -0.008323    0.000000  -9.234E-06 
         ~49      COMB11 Combination         Min    0.000000   3.575E-11   -0.008323    0.000000  -9.234E-06 
         ~49      COMB12 Combination         Max    0.000000  -5.314E-09   -0.008303    0.000000  -8.962E-06 
         ~49      COMB12 Combination         Min    0.000000  -5.314E-09   -0.008303    0.000000  -8.962E-06 
         ~49      COMB13 Combination         Max   2.723E-08   2.382E-08   -0.008488    0.000000  -9.233E-06 
         ~49      COMB13 Combination         Min  -2.723E-08  -2.375E-08   -0.008501    0.000000   -0.000010 
         ~49      COMB14 Combination         Max   5.387E-09   1.387E-07   -0.008433    0.000000  -8.923E-06 
         ~49      COMB14 Combination         Min  -5.387E-09  -1.387E-07   -0.008557    0.000000   -0.000011 
         ~49         INV Combination         Max   2.723E-08   1.387E-07   -0.007583    0.000000  -7.365E-06 
         ~49         INV Combination         Min  -2.723E-08  -1.387E-07   -0.008557    0.000000   -0.000011 
         ~50          PP   LinStatic                0.000000  -1.662E-12   -0.006106    0.000000  -8.163E-06 
         ~50        PERM   LinStatic                0.000000   2.713E-11   -0.001665    0.000000  -3.469E-06 
         ~50        NEVE   LinStatic                0.000000   1.856E-11   -0.000711    0.000000  -2.373E-06 
         ~50      VENTOX   LinStatic                0.000000  -1.591E-12    0.000175    0.000000   5.389E-07 
         ~50      VENTOY   LinStatic                0.000000  -6.657E-09    0.000194    0.000000   9.726E-07 
         ~50      SISMAX LinRespSpec         Max   4.419E-08   4.147E-08   5.760E-06    0.000000   7.731E-07 
         ~50      SISMAY LinRespSpec         Max   8.744E-09   2.844E-07    0.000061    0.000000   1.257E-06 
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         ~50        TERM   LinStatic                0.000000   3.888E-13   3.420E-06    0.000000  -1.852E-07 
         ~50       COMB1 Combination         Max    0.000000   2.586E-11   -0.007767    0.000000   -0.000012 
         ~50       COMB1 Combination         Min    0.000000   2.586E-11   -0.007767    0.000000   -0.000012 
         ~50       COMB2 Combination         Max    0.000000   4.442E-11   -0.008479    0.000000   -0.000014 
         ~50       COMB2 Combination         Min    0.000000   4.442E-11   -0.008479    0.000000   -0.000014 
         ~50       COMB3 Combination         Max    0.000000   2.427E-11   -0.007592    0.000000   -0.000011 
         ~50       COMB3 Combination         Min    0.000000   2.427E-11   -0.007592    0.000000   -0.000011 
         ~50       COMB4 Combination         Max    0.000000  -6.631E-09   -0.007573    0.000000   -0.000011 
         ~50       COMB4 Combination         Min    0.000000  -6.631E-09   -0.007573    0.000000   -0.000011 
         ~50       COMB5 Combination         Max    0.000000   4.283E-11   -0.008304    0.000000   -0.000014 
         ~50       COMB5 Combination         Min    0.000000   4.283E-11   -0.008304    0.000000   -0.000014 
         ~50       COMB6 Combination         Max    0.000000  -6.613E-09   -0.008285    0.000000   -0.000013 
         ~50       COMB6 Combination         Min    0.000000  -6.613E-09   -0.008285    0.000000   -0.000013 
         ~50       COMB7 Combination         Max    0.000000   2.508E-11   -0.007774    0.000000   -0.000011 
         ~50       COMB7 Combination         Min    0.000000   2.508E-11   -0.007774    0.000000   -0.000011 
         ~50       COMB8 Combination         Max    0.000000   4.364E-11   -0.008486    0.000000   -0.000014 
         ~50       COMB8 Combination         Min    0.000000   4.364E-11   -0.008486    0.000000   -0.000014 
         ~50       COMB9 Combination         Max    0.000000   2.349E-11   -0.007599    0.000000   -0.000011 
         ~50       COMB9 Combination         Min    0.000000   2.349E-11   -0.007599    0.000000   -0.000011 
         ~50      COMB10 Combination         Max    0.000000  -6.632E-09   -0.007580    0.000000   -0.000010 
         ~50      COMB10 Combination         Min    0.000000  -6.632E-09   -0.007580    0.000000   -0.000010 
         ~50      COMB11 Combination         Max    0.000000   4.205E-11   -0.008311    0.000000   -0.000013 
         ~50      COMB11 Combination         Min    0.000000   4.205E-11   -0.008311    0.000000   -0.000013 
         ~50      COMB12 Combination         Max    0.000000  -6.613E-09   -0.008291    0.000000   -0.000013 
         ~50      COMB12 Combination         Min    0.000000  -6.613E-09   -0.008291    0.000000   -0.000013 
         ~50      COMB13 Combination         Max   4.419E-08   4.152E-08   -0.008476    0.000000   -0.000013 
         ~50      COMB13 Combination         Min  -4.419E-08  -4.143E-08   -0.008488    0.000000   -0.000015 
         ~50      COMB14 Combination         Max   8.744E-09   2.844E-07   -0.008421    0.000000   -0.000013 
         ~50      COMB14 Combination         Min  -8.744E-09  -2.843E-07   -0.008543    0.000000   -0.000015 
         ~50         INV Combination         Max   4.419E-08   2.844E-07   -0.007573    0.000000   -0.000010 
         ~50         INV Combination         Min  -4.419E-08  -2.843E-07   -0.008543    0.000000   -0.000015 
         ~51          PP   LinStatic                0.000000  -9.696E-13   -0.006099    0.000000  -7.017E-06 
         ~51        PERM   LinStatic                0.000000   2.046E-11   -0.001662    0.000000  -3.178E-06 
         ~51        NEVE   LinStatic                0.000000   1.400E-11   -0.000710    0.000000  -2.175E-06 
         ~51      VENTOX   LinStatic                0.000000  -2.678E-12    0.000174    0.000000   4.901E-07 
         ~51      VENTOY   LinStatic                0.000000  -5.296E-09    0.000193    0.000000   9.185E-07 
         ~51      SISMAX LinRespSpec         Max   4.419E-08   4.181E-08   5.091E-06    0.000000   7.717E-07 
         ~51      SISMAY LinRespSpec         Max   8.744E-09   2.836E-07    0.000060    0.000000   1.241E-06 
         ~51        TERM   LinStatic                0.000000   2.444E-13   3.581E-06    0.000000  -1.862E-07 
         ~51       COMB1 Combination         Max    0.000000   1.973E-11   -0.007758    0.000000   -0.000010 
         ~51       COMB1 Combination         Min    0.000000   1.973E-11   -0.007758    0.000000   -0.000010 
         ~51       COMB2 Combination         Max    0.000000   3.373E-11   -0.008467    0.000000   -0.000013 
         ~51       COMB2 Combination         Min    0.000000   3.373E-11   -0.008467    0.000000   -0.000013 
         ~51       COMB3 Combination         Max    0.000000   1.705E-11   -0.007583    0.000000  -9.891E-06 
         ~51       COMB3 Combination         Min    0.000000   1.705E-11   -0.007583    0.000000  -9.891E-06 
         ~51       COMB4 Combination         Max    0.000000  -5.276E-09   -0.007564    0.000000  -9.463E-06 
         ~51       COMB4 Combination         Min    0.000000  -5.276E-09   -0.007564    0.000000  -9.463E-06 
         ~51       COMB5 Combination         Max    0.000000   3.105E-11   -0.008293    0.000000   -0.000012 
         ~51       COMB5 Combination         Min    0.000000   3.105E-11   -0.008293    0.000000   -0.000012 
         ~51       COMB6 Combination         Max    0.000000  -5.262E-09   -0.008274    0.000000   -0.000012 
         ~51       COMB6 Combination         Min    0.000000  -5.262E-09   -0.008274    0.000000   -0.000012 
         ~51       COMB7 Combination         Max    0.000000   1.924E-11   -0.007765    0.000000   -0.000010 
         ~51       COMB7 Combination         Min    0.000000   1.924E-11   -0.007765    0.000000   -0.000010 
         ~51       COMB8 Combination         Max    0.000000   3.324E-11   -0.008474    0.000000   -0.000012 
         ~51       COMB8 Combination         Min    0.000000   3.324E-11   -0.008474    0.000000   -0.000012 
         ~51       COMB9 Combination         Max    0.000000   1.656E-11   -0.007590    0.000000  -9.519E-06 
         ~51       COMB9 Combination         Min    0.000000   1.656E-11   -0.007590    0.000000  -9.519E-06 
         ~51      COMB10 Combination         Max    0.000000  -5.276E-09   -0.007571    0.000000  -9.091E-06 
         ~51      COMB10 Combination         Min    0.000000  -5.276E-09   -0.007571    0.000000  -9.091E-06 
         ~51      COMB11 Combination         Max    0.000000   3.056E-11   -0.008300    0.000000   -0.000012 
         ~51      COMB11 Combination         Min    0.000000   3.056E-11   -0.008300    0.000000   -0.000012 
         ~51      COMB12 Combination         Max    0.000000  -5.262E-09   -0.008281    0.000000   -0.000011 
         ~51      COMB12 Combination         Min    0.000000  -5.262E-09   -0.008281    0.000000   -0.000011 
         ~51      COMB13 Combination         Max   4.419E-08   4.184E-08   -0.008466    0.000000   -0.000012 
         ~51      COMB13 Combination         Min  -4.419E-08  -4.178E-08   -0.008476    0.000000   -0.000013 
         ~51      COMB14 Combination         Max   8.744E-09   2.836E-07   -0.008411    0.000000   -0.000011 
         ~51      COMB14 Combination         Min  -8.744E-09  -2.835E-07   -0.008531    0.000000   -0.000014 
         ~51         INV Combination         Max   4.419E-08   2.836E-07   -0.007564    0.000000  -9.091E-06 
         ~51         INV Combination         Min  -4.419E-08  -2.835E-07   -0.008531    0.000000   -0.000014 
         ~52          PP   LinStatic                0.000000  -1.774E-13   -0.006095    0.000000  -3.641E-06 
         ~52        PERM   LinStatic                0.000000   9.100E-12   -0.001660    0.000000  -1.791E-06 
         ~52        NEVE   LinStatic                0.000000   6.226E-12   -0.000708    0.000000  -1.226E-06 
         ~52      VENTOX   LinStatic                0.000000  -2.517E-12    0.000174    0.000000   2.738E-07 
         ~52      VENTOY   LinStatic                0.000000  -2.604E-09    0.000193    0.000000   5.364E-07 
         ~52      SISMAX LinRespSpec         Max   2.723E-08   2.472E-08   4.497E-06    0.000000   4.781E-07 
         ~52      SISMAY LinRespSpec         Max   5.387E-09   1.363E-07    0.000059    0.000000   7.607E-07 
         ~52        TERM   LinStatic                0.000000   6.496E-14   3.726E-06    0.000000  -1.162E-07 
         ~52       COMB1 Combination         Max    0.000000   8.987E-12   -0.007751    0.000000  -5.549E-06 
         ~52       COMB1 Combination         Min    0.000000   8.987E-12   -0.007751    0.000000  -5.549E-06 
         ~52       COMB2 Combination         Max    0.000000   1.521E-11   -0.008459    0.000000  -6.775E-06 
         ~52       COMB2 Combination         Min    0.000000   1.521E-11   -0.008459    0.000000  -6.775E-06 
         ~52       COMB3 Combination         Max    0.000000   6.471E-12   -0.007577    0.000000  -5.275E-06 
         ~52       COMB3 Combination         Min    0.000000   6.471E-12   -0.007577    0.000000  -5.275E-06 
         ~52       COMB4 Combination         Max    0.000000  -2.595E-09   -0.007558    0.000000  -5.012E-06 
         ~52       COMB4 Combination         Min    0.000000  -2.595E-09   -0.007558    0.000000  -5.012E-06 
         ~52       COMB5 Combination         Max    0.000000   1.270E-11   -0.008285    0.000000  -6.501E-06 
         ~52       COMB5 Combination         Min    0.000000   1.270E-11   -0.008285    0.000000  -6.501E-06 
         ~52       COMB6 Combination         Max    0.000000  -2.588E-09   -0.008266    0.000000  -6.238E-06 
         ~52       COMB6 Combination         Min    0.000000  -2.588E-09   -0.008266    0.000000  -6.238E-06 
         ~52       COMB7 Combination         Max    0.000000   8.857E-12   -0.007759    0.000000  -5.316E-06 
         ~52       COMB7 Combination         Min    0.000000   8.857E-12   -0.007759    0.000000  -5.316E-06 
         ~52       COMB8 Combination         Max    0.000000   1.508E-11   -0.008467    0.000000  -6.542E-06 
         ~52       COMB8 Combination         Min    0.000000   1.508E-11   -0.008467    0.000000  -6.542E-06 
         ~52       COMB9 Combination         Max    0.000000   6.341E-12   -0.007584    0.000000  -5.042E-06 
         ~52       COMB9 Combination         Min    0.000000   6.341E-12   -0.007584    0.000000  -5.042E-06 
         ~52      COMB10 Combination         Max    0.000000  -2.595E-09   -0.007566    0.000000  -4.780E-06 
         ~52      COMB10 Combination         Min    0.000000  -2.595E-09   -0.007566    0.000000  -4.780E-06 
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         ~52      COMB11 Combination         Max    0.000000   1.257E-11   -0.008292    0.000000  -6.269E-06 
         ~52      COMB11 Combination         Min    0.000000   1.257E-11   -0.008292    0.000000  -6.269E-06 
         ~52      COMB12 Combination         Max    0.000000  -2.588E-09   -0.008274    0.000000  -6.006E-06 
         ~52      COMB12 Combination         Min    0.000000  -2.588E-09   -0.008274    0.000000  -6.006E-06 
         ~52      COMB13 Combination         Max   2.723E-08   2.474E-08   -0.008458    0.000000  -6.181E-06 
         ~52      COMB13 Combination         Min  -2.723E-08  -2.470E-08   -0.008467    0.000000  -7.137E-06 
         ~52      COMB14 Combination         Max   5.387E-09   1.364E-07   -0.008404    0.000000  -5.898E-06 
         ~52      COMB14 Combination         Min  -5.387E-09  -1.363E-07   -0.008522    0.000000  -7.419E-06 
         ~52         INV Combination         Max   2.723E-08   1.364E-07   -0.007558    0.000000  -4.780E-06 
         ~52         INV Combination         Min  -2.723E-08  -1.363E-07   -0.008522    0.000000  -7.419E-06 
         ~53          PP   LinStatic                0.000000  -2.552E-12   -0.006091    0.000000  -2.400E-06 
         ~53        PERM   LinStatic                0.000000  -2.382E-12   -0.001657    0.000000  -1.783E-06 
         ~53        NEVE   LinStatic                0.000000  -1.630E-12   -0.000706    0.000000  -1.220E-06 
         ~53      VENTOX   LinStatic                0.000000   4.617E-12    0.000174    0.000000   2.722E-07 
         ~53      VENTOY   LinStatic                0.000000   4.472E-09    0.000192    0.000000   5.543E-07 
         ~53      SISMAX LinRespSpec         Max   1.887E-08   2.871E-08   3.824E-06    0.000000   4.732E-07 
         ~53      SISMAY LinRespSpec         Max   2.648E-09   1.393E-07    0.000058    0.000000   8.344E-07 
         ~53        TERM   LinStatic                0.000000  -1.858E-12   3.834E-06    0.000000  -3.653E-08 
         ~53       COMB1 Combination         Max    0.000000  -6.792E-12   -0.007744    0.000000  -4.220E-06 
         ~53       COMB1 Combination         Min    0.000000  -6.792E-12   -0.007744    0.000000  -4.220E-06 
         ~53       COMB2 Combination         Max    0.000000  -8.421E-12   -0.008450    0.000000  -5.440E-06 
         ~53       COMB2 Combination         Min    0.000000  -8.421E-12   -0.008450    0.000000  -5.440E-06 
         ~53       COMB3 Combination         Max    0.000000  -2.175E-12   -0.007570    0.000000  -3.948E-06 
         ~53       COMB3 Combination         Min    0.000000  -2.175E-12   -0.007570    0.000000  -3.948E-06 
         ~53       COMB4 Combination         Max    0.000000   4.465E-09   -0.007552    0.000000  -3.666E-06 
         ~53       COMB4 Combination         Min    0.000000   4.465E-09   -0.007552    0.000000  -3.666E-06 
         ~53       COMB5 Combination         Max    0.000000  -3.805E-12   -0.008277    0.000000  -5.168E-06 
         ~53       COMB5 Combination         Min    0.000000  -3.805E-12   -0.008277    0.000000  -5.168E-06 
         ~53       COMB6 Combination         Max    0.000000   4.463E-09   -0.008259    0.000000  -4.885E-06 
         ~53       COMB6 Combination         Min    0.000000   4.463E-09   -0.008259    0.000000  -4.885E-06 
         ~53       COMB7 Combination         Max    0.000000  -3.076E-12   -0.007752    0.000000  -4.147E-06 
         ~53       COMB7 Combination         Min    0.000000  -3.076E-12   -0.007752    0.000000  -4.147E-06 
         ~53       COMB8 Combination         Max    0.000000  -4.706E-12   -0.008458    0.000000  -5.367E-06 
         ~53       COMB8 Combination         Min    0.000000  -4.706E-12   -0.008458    0.000000  -5.367E-06 
         ~53       COMB9 Combination         Max    0.000000   1.540E-12   -0.007578    0.000000  -3.875E-06 
         ~53       COMB9 Combination         Min    0.000000   1.540E-12   -0.007578    0.000000  -3.875E-06 
         ~53      COMB10 Combination         Max    0.000000   4.469E-09   -0.007560    0.000000  -3.593E-06 
         ~53      COMB10 Combination         Min    0.000000   4.469E-09   -0.007560    0.000000  -3.593E-06 
         ~53      COMB11 Combination         Max    0.000000  -8.937E-14   -0.008284    0.000000  -5.094E-06 
         ~53      COMB11 Combination         Min    0.000000  -8.937E-14   -0.008284    0.000000  -5.094E-06 
         ~53      COMB12 Combination         Max    0.000000   4.467E-09   -0.008266    0.000000  -4.812E-06 
         ~53      COMB12 Combination         Min    0.000000   4.467E-09   -0.008266    0.000000  -4.812E-06 
         ~53      COMB13 Combination         Max   1.887E-08   2.870E-08   -0.008450    0.000000  -4.930E-06 
         ~53      COMB13 Combination         Min  -1.887E-08  -2.871E-08   -0.008458    0.000000  -5.876E-06 
         ~53      COMB14 Combination         Max   2.648E-09   1.393E-07   -0.008396    0.000000  -4.569E-06 
         ~53      COMB14 Combination         Min  -2.648E-09  -1.393E-07   -0.008512    0.000000  -6.238E-06 
         ~53         INV Combination         Max   1.887E-08   1.393E-07   -0.007552    0.000000  -3.593E-06 
         ~53         INV Combination         Min  -1.887E-08  -1.393E-07   -0.008512    0.000000  -6.238E-06 
         ~54          PP   LinStatic                0.000000  -6.595E-12   -0.006087    0.000000  -2.720E-06 
         ~54        PERM   LinStatic                0.000000  -1.837E-12   -0.001655    0.000000  -2.583E-06 
         ~54        NEVE   LinStatic                0.000000  -1.257E-12   -0.000705    0.000000  -1.767E-06 
         ~54      VENTOX   LinStatic                0.000000   8.498E-12    0.000173    0.000000   3.899E-07 
         ~54      VENTOY   LinStatic                0.000000   1.047E-08    0.000191    0.000000   8.394E-07 
         ~54      SISMAX LinRespSpec         Max   3.062E-08   5.017E-08   3.237E-06    0.000000   7.616E-07 
         ~54      SISMAY LinRespSpec         Max   4.298E-09   2.896E-07    0.000057    0.000000   1.330E-06 
         ~54        TERM   LinStatic                0.000000  -5.213E-12   3.879E-06    0.000000  -5.994E-08 
         ~54       COMB1 Combination         Max    0.000000  -1.365E-11   -0.007738    0.000000  -5.363E-06 
         ~54       COMB1 Combination         Min    0.000000  -1.365E-11   -0.007738    0.000000  -5.363E-06 
         ~54       COMB2 Combination         Max    0.000000  -1.490E-11   -0.008443    0.000000  -7.130E-06 
         ~54       COMB2 Combination         Min    0.000000  -1.490E-11   -0.008443    0.000000  -7.130E-06 
         ~54       COMB3 Combination         Max    0.000000  -5.147E-12   -0.007565    0.000000  -4.973E-06 
         ~54       COMB3 Combination         Min    0.000000  -5.147E-12   -0.007565    0.000000  -4.973E-06 
         ~54       COMB4 Combination         Max    0.000000   1.046E-08   -0.007547    0.000000  -4.524E-06 
         ~54       COMB4 Combination         Min    0.000000   1.046E-08   -0.007547    0.000000  -4.524E-06 
         ~54       COMB5 Combination         Max    0.000000  -6.404E-12   -0.008270    0.000000  -6.740E-06 
         ~54       COMB5 Combination         Min    0.000000  -6.404E-12   -0.008270    0.000000  -6.740E-06 
         ~54       COMB6 Combination         Max    0.000000   1.046E-08   -0.008252    0.000000  -6.291E-06 
         ~54       COMB6 Combination         Min    0.000000   1.046E-08   -0.008252    0.000000  -6.291E-06 
         ~54       COMB7 Combination         Max    0.000000  -3.220E-12   -0.007746    0.000000  -5.243E-06 
         ~54       COMB7 Combination         Min    0.000000  -3.220E-12   -0.007746    0.000000  -5.243E-06 
         ~54       COMB8 Combination         Max    0.000000  -4.477E-12   -0.008451    0.000000  -7.010E-06 
         ~54       COMB8 Combination         Min    0.000000  -4.477E-12   -0.008451    0.000000  -7.010E-06 
         ~54       COMB9 Combination         Max    0.000000   5.278E-12   -0.007573    0.000000  -4.853E-06 
         ~54       COMB9 Combination         Min    0.000000   5.278E-12   -0.007573    0.000000  -4.853E-06 
         ~54      COMB10 Combination         Max    0.000000   1.047E-08   -0.007555    0.000000  -4.404E-06 
         ~54      COMB10 Combination         Min    0.000000   1.047E-08   -0.007555    0.000000  -4.404E-06 
         ~54      COMB11 Combination         Max    0.000000   4.021E-12   -0.008278    0.000000  -6.620E-06 
         ~54      COMB11 Combination         Min    0.000000   4.021E-12   -0.008278    0.000000  -6.620E-06 
         ~54      COMB12 Combination         Max    0.000000   1.047E-08   -0.008260    0.000000  -6.171E-06 
         ~54      COMB12 Combination         Min    0.000000   1.047E-08   -0.008260    0.000000  -6.171E-06 
         ~54      COMB13 Combination         Max   3.062E-08   5.016E-08   -0.008444    0.000000  -6.309E-06 
         ~54      COMB13 Combination         Min  -3.062E-08  -5.018E-08   -0.008450    0.000000  -7.832E-06 
         ~54      COMB14 Combination         Max   4.298E-09   2.896E-07   -0.008390    0.000000  -5.741E-06 
         ~54      COMB14 Combination         Min  -4.298E-09  -2.896E-07   -0.008504    0.000000  -8.400E-06 
         ~54         INV Combination         Max   3.062E-08   2.896E-07   -0.007547    0.000000  -4.404E-06 
         ~54         INV Combination         Min  -3.062E-08  -2.896E-07   -0.008504    0.000000  -8.400E-06 
         ~55          PP   LinStatic                0.000000  -9.312E-12   -0.006086    0.000000  -1.578E-06 
         ~55        PERM   LinStatic                0.000000  -1.220E-13   -0.001653    0.000000  -2.295E-06 
         ~55        NEVE   LinStatic                0.000000  -8.348E-14   -0.000703    0.000000  -1.570E-06 
         ~55      VENTOX   LinStatic                0.000000   1.003E-11    0.000173    0.000000   3.414E-07 
         ~55      VENTOY   LinStatic                0.000000   1.417E-08    0.000191    0.000000   7.861E-07 
         ~55      SISMAX LinRespSpec         Max   3.062E-08   5.047E-08   2.580E-06    0.000000   7.608E-07 
         ~55      SISMAY LinRespSpec         Max   4.298E-09   2.915E-07    0.000056    0.000000   1.315E-06 
         ~55        TERM   LinStatic                0.000000  -7.596E-12   3.932E-06    0.000000  -6.103E-08 
         ~55       COMB1 Combination         Max    0.000000  -1.703E-11   -0.007734    0.000000  -3.934E-06 
         ~55       COMB1 Combination         Min    0.000000  -1.703E-11   -0.007734    0.000000  -3.934E-06 
         ~55       COMB2 Combination         Max    0.000000  -1.711E-11   -0.008438    0.000000  -5.505E-06 
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         ~55       COMB2 Combination         Min    0.000000  -1.711E-11   -0.008438    0.000000  -5.505E-06 
         ~55       COMB3 Combination         Max    0.000000  -6.996E-12   -0.007561    0.000000  -3.593E-06 
         ~55       COMB3 Combination         Min    0.000000  -6.996E-12   -0.007561    0.000000  -3.593E-06 
         ~55       COMB4 Combination         Max    0.000000   1.415E-08   -0.007544    0.000000  -3.148E-06 
         ~55       COMB4 Combination         Min    0.000000   1.415E-08   -0.007544    0.000000  -3.148E-06 
         ~55       COMB5 Combination         Max    0.000000  -7.080E-12   -0.008265    0.000000  -5.163E-06 
         ~55       COMB5 Combination         Min    0.000000  -7.080E-12   -0.008265    0.000000  -5.163E-06 
         ~55       COMB6 Combination         Max    0.000000   1.415E-08   -0.008247    0.000000  -4.719E-06 
         ~55       COMB6 Combination         Min    0.000000   1.415E-08   -0.008247    0.000000  -4.719E-06 
         ~55       COMB7 Combination         Max    0.000000  -1.838E-12   -0.007742    0.000000  -3.812E-06 
         ~55       COMB7 Combination         Min    0.000000  -1.838E-12   -0.007742    0.000000  -3.812E-06 
         ~55       COMB8 Combination         Max    0.000000  -1.922E-12   -0.008446    0.000000  -5.383E-06 
         ~55       COMB8 Combination         Min    0.000000  -1.922E-12   -0.008446    0.000000  -5.383E-06 
         ~55       COMB9 Combination         Max    0.000000   8.195E-12   -0.007569    0.000000  -3.471E-06 
         ~55       COMB9 Combination         Min    0.000000   8.195E-12   -0.007569    0.000000  -3.471E-06 
         ~55      COMB10 Combination         Max    0.000000   1.417E-08   -0.007552    0.000000  -3.026E-06 
         ~55      COMB10 Combination         Min    0.000000   1.417E-08   -0.007552    0.000000  -3.026E-06 
         ~55      COMB11 Combination         Max    0.000000   8.112E-12   -0.008273    0.000000  -5.041E-06 
         ~55      COMB11 Combination         Min    0.000000   8.112E-12   -0.008273    0.000000  -5.041E-06 
         ~55      COMB12 Combination         Max    0.000000   1.417E-08   -0.008255    0.000000  -4.597E-06 
         ~55      COMB12 Combination         Min    0.000000   1.417E-08   -0.008255    0.000000  -4.597E-06 
         ~55      COMB13 Combination         Max   3.062E-08   5.047E-08   -0.008439    0.000000  -4.683E-06 
         ~55      COMB13 Combination         Min  -3.062E-08  -5.048E-08   -0.008444    0.000000  -6.205E-06 
         ~55      COMB14 Combination         Max   4.298E-09   2.915E-07   -0.008386    0.000000  -4.129E-06 
         ~55      COMB14 Combination         Min  -4.298E-09  -2.915E-07   -0.008497    0.000000  -6.759E-06 
         ~55         INV Combination         Max   3.062E-08   2.915E-07   -0.007544    0.000000  -3.026E-06 
         ~55         INV Combination         Min  -3.062E-08  -2.915E-07   -0.008497    0.000000  -6.759E-06 
         ~56          PP   LinStatic                0.000000  -8.033E-12   -0.006086    0.000000  -2.679E-07 
         ~56        PERM   LinStatic                0.000000   1.078E-12   -0.001651    0.000000  -1.245E-06 
         ~56        NEVE   LinStatic                0.000000   7.377E-13   -0.000702    0.000000  -8.523E-07 
         ~56      VENTOX   LinStatic                0.000000   7.715E-12    0.000173    0.000000   1.818E-07 
         ~56      VENTOY   LinStatic                0.000000   1.192E-08    0.000190    0.000000   4.547E-07 
         ~56      SISMAX LinRespSpec         Max   1.887E-08   2.969E-08   1.997E-06    0.000000   4.718E-07 
         ~56      SISMAY LinRespSpec         Max   2.648E-09   1.440E-07    0.000055    0.000000   8.070E-07 
         ~56        TERM   LinStatic                0.000000  -6.665E-12   3.980E-06    0.000000  -3.856E-08 
         ~56       COMB1 Combination         Max    0.000000  -1.362E-11   -0.007733    0.000000  -1.551E-06 
         ~56       COMB1 Combination         Min    0.000000  -1.362E-11   -0.007733    0.000000  -1.551E-06 
         ~56       COMB2 Combination         Max    0.000000  -1.288E-11   -0.008435    0.000000  -2.404E-06 
         ~56       COMB2 Combination         Min    0.000000  -1.288E-11   -0.008435    0.000000  -2.404E-06 
         ~56       COMB3 Combination         Max    0.000000  -5.906E-12   -0.007560    0.000000  -1.369E-06 
         ~56       COMB3 Combination         Min    0.000000  -5.906E-12   -0.007560    0.000000  -1.369E-06 
         ~56       COMB4 Combination         Max    0.000000   1.191E-08   -0.007543    0.000000  -1.096E-06 
         ~56       COMB4 Combination         Min    0.000000   1.191E-08   -0.007543    0.000000  -1.096E-06 
         ~56       COMB5 Combination         Max    0.000000  -5.168E-12   -0.008262    0.000000  -2.222E-06 
         ~56       COMB5 Combination         Min    0.000000  -5.168E-12   -0.008262    0.000000  -2.222E-06 
         ~56       COMB6 Combination         Max    0.000000   1.191E-08   -0.008245    0.000000  -1.949E-06 
         ~56       COMB6 Combination         Min    0.000000   1.191E-08   -0.008245    0.000000  -1.949E-06 
         ~56       COMB7 Combination         Max    0.000000  -2.894E-13   -0.007741    0.000000  -1.474E-06 
         ~56       COMB7 Combination         Min    0.000000  -2.894E-13   -0.007741    0.000000  -1.474E-06 
         ~56       COMB8 Combination         Max    0.000000   4.483E-13   -0.008443    0.000000  -2.326E-06 
         ~56       COMB8 Combination         Min    0.000000   4.483E-13   -0.008443    0.000000  -2.326E-06 
         ~56       COMB9 Combination         Max    0.000000   7.425E-12   -0.007568    0.000000  -1.292E-06 
         ~56       COMB9 Combination         Min    0.000000   7.425E-12   -0.007568    0.000000  -1.292E-06 
         ~56      COMB10 Combination         Max    0.000000   1.192E-08   -0.007551    0.000000  -1.019E-06 
         ~56      COMB10 Combination         Min    0.000000   1.192E-08   -0.007551    0.000000  -1.019E-06 
         ~56      COMB11 Combination         Max    0.000000   8.163E-12   -0.008270    0.000000  -2.145E-06 
         ~56      COMB11 Combination         Min    0.000000   8.163E-12   -0.008270    0.000000  -2.145E-06 
         ~56      COMB12 Combination         Max    0.000000   1.193E-08   -0.008253    0.000000  -1.872E-06 
         ~56      COMB12 Combination         Min    0.000000   1.193E-08   -0.008253    0.000000  -1.872E-06 
         ~56      COMB13 Combination         Max   1.887E-08   2.968E-08   -0.008437    0.000000  -1.893E-06 
         ~56      COMB13 Combination         Min  -1.887E-08  -2.969E-08   -0.008441    0.000000  -2.837E-06 
         ~56      COMB14 Combination         Max   2.648E-09   1.440E-07   -0.008384    0.000000  -1.558E-06 
         ~56      COMB14 Combination         Min  -2.648E-09  -1.440E-07   -0.008494    0.000000  -3.172E-06 
         ~56         INV Combination         Max   1.887E-08   1.440E-07   -0.007543    0.000000  -1.019E-06 
         ~56         INV Combination         Min  -1.887E-08  -1.440E-07   -0.008494    0.000000  -3.172E-06 
         ~57          PP   LinStatic                0.000000   1.574E-12   -0.006113    0.000000  -5.782E-06 
         ~57        PERM   LinStatic                0.000000  -2.256E-11   -0.001668    0.000000  -2.335E-06 
         ~57        NEVE   LinStatic                0.000000  -1.544E-11   -0.000714    0.000000  -1.597E-06 
         ~57      VENTOX   LinStatic                0.000000   3.239E-13    0.000175    0.000000   3.649E-07 
         ~57      VENTOY   LinStatic                0.000000  -5.329E-09    0.000156    0.000000   1.490E-07 
         ~57      SISMAX LinRespSpec         Max   2.045E-08   2.378E-08   6.358E-06    0.000000   4.808E-07 
         ~57      SISMAY LinRespSpec         Max   3.843E-09   1.387E-07    0.000062    0.000000   7.902E-07 
         ~57        TERM   LinStatic                0.000000  -3.564E-13   3.278E-06    0.000000  -1.144E-07 
         ~57       COMB1 Combination         Max    0.000000  -2.135E-11   -0.007778    0.000000  -8.231E-06 
         ~57       COMB1 Combination         Min    0.000000  -2.135E-11   -0.007778    0.000000  -8.231E-06 
         ~57       COMB2 Combination         Max    0.000000  -3.679E-11   -0.008491    0.000000  -9.828E-06 
         ~57       COMB2 Combination         Min    0.000000  -3.679E-11   -0.008491    0.000000  -9.828E-06 
         ~57       COMB3 Combination         Max    0.000000  -2.102E-11   -0.007602    0.000000  -7.866E-06 
         ~57       COMB3 Combination         Min    0.000000  -2.102E-11   -0.007602    0.000000  -7.866E-06 
         ~57       COMB4 Combination         Max    0.000000  -5.350E-09   -0.007622    0.000000  -8.082E-06 
         ~57       COMB4 Combination         Min    0.000000  -5.350E-09   -0.007622    0.000000  -8.082E-06 
         ~57       COMB5 Combination         Max    0.000000  -3.646E-11   -0.008316    0.000000  -9.463E-06 
         ~57       COMB5 Combination         Min    0.000000  -3.646E-11   -0.008316    0.000000  -9.463E-06 
         ~57       COMB6 Combination         Max    0.000000  -5.366E-09   -0.008335    0.000000  -9.679E-06 
         ~57       COMB6 Combination         Min    0.000000  -5.366E-09   -0.008335    0.000000  -9.679E-06 
         ~57       COMB7 Combination         Max    0.000000  -2.064E-11   -0.007784    0.000000  -8.002E-06 
         ~57       COMB7 Combination         Min    0.000000  -2.064E-11   -0.007784    0.000000  -8.002E-06 
         ~57       COMB8 Combination         Max    0.000000  -3.607E-11   -0.008498    0.000000  -9.599E-06 
         ~57       COMB8 Combination         Min    0.000000  -3.607E-11   -0.008498    0.000000  -9.599E-06 
         ~57       COMB9 Combination         Max    0.000000  -2.031E-11   -0.007609    0.000000  -7.637E-06 
         ~57       COMB9 Combination         Min    0.000000  -2.031E-11   -0.007609    0.000000  -7.637E-06 
         ~57      COMB10 Combination         Max    0.000000  -5.349E-09   -0.007628    0.000000  -7.853E-06 
         ~57      COMB10 Combination         Min    0.000000  -5.349E-09   -0.007628    0.000000  -7.853E-06 
         ~57      COMB11 Combination         Max    0.000000  -3.575E-11   -0.008323    0.000000  -9.234E-06 
         ~57      COMB11 Combination         Min    0.000000  -3.575E-11   -0.008323    0.000000  -9.234E-06 
         ~57      COMB12 Combination         Max    0.000000  -5.365E-09   -0.008342    0.000000  -9.450E-06 
         ~57      COMB12 Combination         Min    0.000000  -5.365E-09   -0.008342    0.000000  -9.450E-06 
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         ~57      COMB13 Combination         Max   2.045E-08   2.375E-08   -0.008488    0.000000  -9.233E-06 
         ~57      COMB13 Combination         Min  -2.045E-08  -2.382E-08   -0.008501    0.000000   -0.000010 
         ~57      COMB14 Combination         Max   3.843E-09   1.387E-07   -0.008433    0.000000  -8.923E-06 
         ~57      COMB14 Combination         Min  -3.843E-09  -1.387E-07   -0.008557    0.000000   -0.000011 
         ~57         INV Combination         Max   2.045E-08   1.387E-07   -0.007602    0.000000  -7.637E-06 
         ~57         INV Combination         Min  -2.045E-08  -1.387E-07   -0.008557    0.000000   -0.000011 
         ~58          PP   LinStatic                0.000000   1.662E-12   -0.006106    0.000000  -8.163E-06 
         ~58        PERM   LinStatic                0.000000  -2.713E-11   -0.001665    0.000000  -3.469E-06 
         ~58        NEVE   LinStatic                0.000000  -1.856E-11   -0.000711    0.000000  -2.373E-06 
         ~58      VENTOX   LinStatic                0.000000   1.591E-12    0.000175    0.000000   5.389E-07 
         ~58      VENTOY   LinStatic                0.000000  -6.633E-09    0.000156    0.000000   1.962E-07 
         ~58      SISMAX LinRespSpec         Max   3.319E-08   4.147E-08   5.760E-06    0.000000   7.731E-07 
         ~58      SISMAY LinRespSpec         Max   6.236E-09   2.844E-07    0.000061    0.000000   1.257E-06 
         ~58        TERM   LinStatic                0.000000  -3.888E-13   3.420E-06    0.000000  -1.852E-07 
         ~58       COMB1 Combination         Max    0.000000  -2.586E-11   -0.007767    0.000000   -0.000012 
         ~58       COMB1 Combination         Min    0.000000  -2.586E-11   -0.007767    0.000000   -0.000012 
         ~58       COMB2 Combination         Max    0.000000  -4.442E-11   -0.008479    0.000000   -0.000014 
         ~58       COMB2 Combination         Min    0.000000  -4.442E-11   -0.008479    0.000000   -0.000014 
         ~58       COMB3 Combination         Max    0.000000  -2.427E-11   -0.007592    0.000000   -0.000011 
         ~58       COMB3 Combination         Min    0.000000  -2.427E-11   -0.007592    0.000000   -0.000011 
         ~58       COMB4 Combination         Max    0.000000  -6.659E-09   -0.007611    0.000000   -0.000012 
         ~58       COMB4 Combination         Min    0.000000  -6.659E-09   -0.007611    0.000000   -0.000012 
         ~58       COMB5 Combination         Max    0.000000  -4.283E-11   -0.008304    0.000000   -0.000014 
         ~58       COMB5 Combination         Min    0.000000  -4.283E-11   -0.008304    0.000000   -0.000014 
         ~58       COMB6 Combination         Max    0.000000  -6.677E-09   -0.008323    0.000000   -0.000014 
         ~58       COMB6 Combination         Min    0.000000  -6.677E-09   -0.008323    0.000000   -0.000014 
         ~58       COMB7 Combination         Max    0.000000  -2.508E-11   -0.007774    0.000000   -0.000011 
         ~58       COMB7 Combination         Min    0.000000  -2.508E-11   -0.007774    0.000000   -0.000011 
         ~58       COMB8 Combination         Max    0.000000  -4.364E-11   -0.008486    0.000000   -0.000014 
         ~58       COMB8 Combination         Min    0.000000  -4.364E-11   -0.008486    0.000000   -0.000014 
         ~58       COMB9 Combination         Max    0.000000  -2.349E-11   -0.007599    0.000000   -0.000011 
         ~58       COMB9 Combination         Min    0.000000  -2.349E-11   -0.007599    0.000000   -0.000011 
         ~58      COMB10 Combination         Max    0.000000  -6.658E-09   -0.007618    0.000000   -0.000011 
         ~58      COMB10 Combination         Min    0.000000  -6.658E-09   -0.007618    0.000000   -0.000011 
         ~58      COMB11 Combination         Max    0.000000  -4.205E-11   -0.008311    0.000000   -0.000013 
         ~58      COMB11 Combination         Min    0.000000  -4.205E-11   -0.008311    0.000000   -0.000013 
         ~58      COMB12 Combination         Max    0.000000  -6.677E-09   -0.008329    0.000000   -0.000014 
         ~58      COMB12 Combination         Min    0.000000  -6.677E-09   -0.008329    0.000000   -0.000014 
         ~58      COMB13 Combination         Max   3.319E-08   4.143E-08   -0.008476    0.000000   -0.000013 
         ~58      COMB13 Combination         Min  -3.319E-08  -4.151E-08   -0.008488    0.000000   -0.000015 
         ~58      COMB14 Combination         Max   6.236E-09   2.843E-07   -0.008421    0.000000   -0.000013 
         ~58      COMB14 Combination         Min  -6.236E-09  -2.844E-07   -0.008543    0.000000   -0.000015 
         ~58         INV Combination         Max   3.319E-08   2.843E-07   -0.007592    0.000000   -0.000011 
         ~58         INV Combination         Min  -3.319E-08  -2.844E-07   -0.008543    0.000000   -0.000015 
         ~59          PP   LinStatic                0.000000   9.696E-13   -0.006099    0.000000  -7.017E-06 
         ~59        PERM   LinStatic                0.000000  -2.046E-11   -0.001662    0.000000  -3.178E-06 
         ~59        NEVE   LinStatic                0.000000  -1.400E-11   -0.000710    0.000000  -2.175E-06 
         ~59      VENTOX   LinStatic                0.000000   2.678E-12    0.000174    0.000000   4.901E-07 
         ~59      VENTOY   LinStatic                0.000000  -5.279E-09    0.000156    0.000000   1.526E-07 
         ~59      SISMAX LinRespSpec         Max   3.319E-08   4.181E-08   5.091E-06    0.000000   7.717E-07 
         ~59      SISMAY LinRespSpec         Max   6.236E-09   2.836E-07    0.000060    0.000000   1.241E-06 
         ~59        TERM   LinStatic                0.000000  -2.444E-13   3.581E-06    0.000000  -1.862E-07 
         ~59       COMB1 Combination         Max    0.000000  -1.973E-11   -0.007758    0.000000   -0.000010 
         ~59       COMB1 Combination         Min    0.000000  -1.973E-11   -0.007758    0.000000   -0.000010 
         ~59       COMB2 Combination         Max    0.000000  -3.373E-11   -0.008467    0.000000   -0.000013 
         ~59       COMB2 Combination         Min    0.000000  -3.373E-11   -0.008467    0.000000   -0.000013 
         ~59       COMB3 Combination         Max    0.000000  -1.705E-11   -0.007583    0.000000  -9.891E-06 
         ~59       COMB3 Combination         Min    0.000000  -1.705E-11   -0.007583    0.000000  -9.891E-06 
         ~59       COMB4 Combination         Max    0.000000  -5.299E-09   -0.007602    0.000000   -0.000010 
         ~59       COMB4 Combination         Min    0.000000  -5.299E-09   -0.007602    0.000000   -0.000010 
         ~59       COMB5 Combination         Max    0.000000  -3.105E-11   -0.008293    0.000000   -0.000012 
         ~59       COMB5 Combination         Min    0.000000  -3.105E-11   -0.008293    0.000000   -0.000012 
         ~59       COMB6 Combination         Max    0.000000  -5.313E-09   -0.008311    0.000000   -0.000012 
         ~59       COMB6 Combination         Min    0.000000  -5.313E-09   -0.008311    0.000000   -0.000012 
         ~59       COMB7 Combination         Max    0.000000  -1.924E-11   -0.007765    0.000000   -0.000010 
         ~59       COMB7 Combination         Min    0.000000  -1.924E-11   -0.007765    0.000000   -0.000010 
         ~59       COMB8 Combination         Max    0.000000  -3.324E-11   -0.008474    0.000000   -0.000012 
         ~59       COMB8 Combination         Min    0.000000  -3.324E-11   -0.008474    0.000000   -0.000012 
         ~59       COMB9 Combination         Max    0.000000  -1.656E-11   -0.007590    0.000000  -9.519E-06 
         ~59       COMB9 Combination         Min    0.000000  -1.656E-11   -0.007590    0.000000  -9.519E-06 
         ~59      COMB10 Combination         Max    0.000000  -5.298E-09   -0.007609    0.000000  -9.856E-06 
         ~59      COMB10 Combination         Min    0.000000  -5.298E-09   -0.007609    0.000000  -9.856E-06 
         ~59      COMB11 Combination         Max    0.000000  -3.056E-11   -0.008300    0.000000   -0.000012 
         ~59      COMB11 Combination         Min    0.000000  -3.056E-11   -0.008300    0.000000   -0.000012 
         ~59      COMB12 Combination         Max    0.000000  -5.312E-09   -0.008318    0.000000   -0.000012 
         ~59      COMB12 Combination         Min    0.000000  -5.312E-09   -0.008318    0.000000   -0.000012 
         ~59      COMB13 Combination         Max   3.319E-08   4.177E-08   -0.008466    0.000000   -0.000012 
         ~59      COMB13 Combination         Min  -3.319E-08  -4.184E-08   -0.008476    0.000000   -0.000013 
         ~59      COMB14 Combination         Max   6.236E-09   2.836E-07   -0.008411    0.000000   -0.000011 
         ~59      COMB14 Combination         Min  -6.236E-09  -2.836E-07   -0.008531    0.000000   -0.000014 
         ~59         INV Combination         Max   3.319E-08   2.836E-07   -0.007583    0.000000  -9.519E-06 
         ~59         INV Combination         Min  -3.319E-08  -2.836E-07   -0.008531    0.000000   -0.000014 
         ~60          PP   LinStatic                0.000000   1.774E-13   -0.006095    0.000000  -3.641E-06 
         ~60        PERM   LinStatic                0.000000  -9.100E-12   -0.001660    0.000000  -1.791E-06 
         ~60        NEVE   LinStatic                0.000000  -6.226E-12   -0.000708    0.000000  -1.226E-06 
         ~60      VENTOX   LinStatic                0.000000   2.517E-12    0.000174    0.000000   2.738E-07 
         ~60      VENTOY   LinStatic                0.000000  -2.598E-09    0.000156    0.000000   6.760E-08 
         ~60      SISMAX LinRespSpec         Max   2.045E-08   2.472E-08   4.497E-06    0.000000   4.781E-07 
         ~60      SISMAY LinRespSpec         Max   3.842E-09   1.363E-07    0.000059    0.000000   7.607E-07 
         ~60        TERM   LinStatic                0.000000  -6.496E-14   3.726E-06    0.000000  -1.162E-07 
         ~60       COMB1 Combination         Max    0.000000  -8.987E-12   -0.007751    0.000000  -5.549E-06 
         ~60       COMB1 Combination         Min    0.000000  -8.987E-12   -0.007751    0.000000  -5.549E-06 
         ~60       COMB2 Combination         Max    0.000000  -1.521E-11   -0.008459    0.000000  -6.775E-06 
         ~60       COMB2 Combination         Min    0.000000  -1.521E-11   -0.008459    0.000000  -6.775E-06 
         ~60       COMB3 Combination         Max    0.000000  -6.471E-12   -0.007577    0.000000  -5.275E-06 
         ~60       COMB3 Combination         Min    0.000000  -6.471E-12   -0.007577    0.000000  -5.275E-06 
         ~60       COMB4 Combination         Max    0.000000  -2.607E-09   -0.007595    0.000000  -5.481E-06 
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         ~60       COMB4 Combination         Min    0.000000  -2.607E-09   -0.007595    0.000000  -5.481E-06 
         ~60       COMB5 Combination         Max    0.000000  -1.270E-11   -0.008285    0.000000  -6.501E-06 
         ~60       COMB5 Combination         Min    0.000000  -1.270E-11   -0.008285    0.000000  -6.501E-06 
         ~60       COMB6 Combination         Max    0.000000  -2.613E-09   -0.008303    0.000000  -6.707E-06 
         ~60       COMB6 Combination         Min    0.000000  -2.613E-09   -0.008303    0.000000  -6.707E-06 
         ~60       COMB7 Combination         Max    0.000000  -8.857E-12   -0.007759    0.000000  -5.316E-06 
         ~60       COMB7 Combination         Min    0.000000  -8.857E-12   -0.007759    0.000000  -5.316E-06 
         ~60       COMB8 Combination         Max    0.000000  -1.508E-11   -0.008467    0.000000  -6.542E-06 
         ~60       COMB8 Combination         Min    0.000000  -1.508E-11   -0.008467    0.000000  -6.542E-06 
         ~60       COMB9 Combination         Max    0.000000  -6.341E-12   -0.007584    0.000000  -5.042E-06 
         ~60       COMB9 Combination         Min    0.000000  -6.341E-12   -0.007584    0.000000  -5.042E-06 
         ~60      COMB10 Combination         Max    0.000000  -2.607E-09   -0.007603    0.000000  -5.249E-06 
         ~60      COMB10 Combination         Min    0.000000  -2.607E-09   -0.007603    0.000000  -5.249E-06 
         ~60      COMB11 Combination         Max    0.000000  -1.257E-11   -0.008292    0.000000  -6.269E-06 
         ~60      COMB11 Combination         Min    0.000000  -1.257E-11   -0.008292    0.000000  -6.269E-06 
         ~60      COMB12 Combination         Max    0.000000  -2.613E-09   -0.008311    0.000000  -6.475E-06 
         ~60      COMB12 Combination         Min    0.000000  -2.613E-09   -0.008311    0.000000  -6.475E-06 
         ~60      COMB13 Combination         Max   2.045E-08   2.470E-08   -0.008458    0.000000  -6.181E-06 
         ~60      COMB13 Combination         Min  -2.045E-08  -2.473E-08   -0.008467    0.000000  -7.137E-06 
         ~60      COMB14 Combination         Max   3.842E-09   1.363E-07   -0.008404    0.000000  -5.898E-06 
         ~60      COMB14 Combination         Min  -3.842E-09  -1.364E-07   -0.008522    0.000000  -7.419E-06 
         ~60         INV Combination         Max   2.045E-08   1.363E-07   -0.007577    0.000000  -5.042E-06 
         ~60         INV Combination         Min  -2.045E-08  -1.364E-07   -0.008522    0.000000  -7.419E-06 
         ~61          PP   LinStatic                0.000000   2.552E-12   -0.006091    0.000000  -2.400E-06 
         ~61        PERM   LinStatic                0.000000   2.382E-12   -0.001657    0.000000  -1.783E-06 
         ~61        NEVE   LinStatic                0.000000   1.630E-12   -0.000706    0.000000  -1.220E-06 
         ~61      VENTOX   LinStatic                0.000000  -4.617E-12    0.000174    0.000000   2.722E-07 
         ~61      VENTOY   LinStatic                0.000000   4.476E-09    0.000156    0.000000   4.641E-08 
         ~61      SISMAX LinRespSpec         Max   2.007E-08   2.871E-08   3.824E-06    0.000000   4.732E-07 
         ~61      SISMAY LinRespSpec         Max   4.071E-09   1.393E-07    0.000058    0.000000   8.344E-07 
         ~61        TERM   LinStatic                0.000000   1.858E-12   3.834E-06    0.000000  -3.653E-08 
         ~61       COMB1 Combination         Max    0.000000   6.792E-12   -0.007744    0.000000  -4.220E-06 
         ~61       COMB1 Combination         Min    0.000000   6.792E-12   -0.007744    0.000000  -4.220E-06 
         ~61       COMB2 Combination         Max    0.000000   8.421E-12   -0.008450    0.000000  -5.440E-06 
         ~61       COMB2 Combination         Min    0.000000   8.421E-12   -0.008450    0.000000  -5.440E-06 
         ~61       COMB3 Combination         Max    0.000000   2.175E-12   -0.007570    0.000000  -3.948E-06 
         ~61       COMB3 Combination         Min    0.000000   2.175E-12   -0.007570    0.000000  -3.948E-06 
         ~61       COMB4 Combination         Max    0.000000   4.483E-09   -0.007588    0.000000  -4.174E-06 
         ~61       COMB4 Combination         Min    0.000000   4.483E-09   -0.007588    0.000000  -4.174E-06 
         ~61       COMB5 Combination         Max    0.000000   3.805E-12   -0.008277    0.000000  -5.168E-06 
         ~61       COMB5 Combination         Min    0.000000   3.805E-12   -0.008277    0.000000  -5.168E-06 
         ~61       COMB6 Combination         Max    0.000000   4.485E-09   -0.008295    0.000000  -5.393E-06 
         ~61       COMB6 Combination         Min    0.000000   4.485E-09   -0.008295    0.000000  -5.393E-06 
         ~61       COMB7 Combination         Max    0.000000   3.076E-12   -0.007752    0.000000  -4.147E-06 
         ~61       COMB7 Combination         Min    0.000000   3.076E-12   -0.007752    0.000000  -4.147E-06 
         ~61       COMB8 Combination         Max    0.000000   4.706E-12   -0.008458    0.000000  -5.367E-06 
         ~61       COMB8 Combination         Min    0.000000   4.706E-12   -0.008458    0.000000  -5.367E-06 
         ~61       COMB9 Combination         Max    0.000000  -1.540E-12   -0.007578    0.000000  -3.875E-06 
         ~61       COMB9 Combination         Min    0.000000  -1.540E-12   -0.007578    0.000000  -3.875E-06 
         ~61      COMB10 Combination         Max    0.000000   4.480E-09   -0.007596    0.000000  -4.101E-06 
         ~61      COMB10 Combination         Min    0.000000   4.480E-09   -0.007596    0.000000  -4.101E-06 
         ~61      COMB11 Combination         Max    0.000000   8.937E-14   -0.008284    0.000000  -5.094E-06 
         ~61      COMB11 Combination         Min    0.000000   8.937E-14   -0.008284    0.000000  -5.094E-06 
         ~61      COMB12 Combination         Max    0.000000   4.481E-09   -0.008302    0.000000  -5.320E-06 
         ~61      COMB12 Combination         Min    0.000000   4.481E-09   -0.008302    0.000000  -5.320E-06 
         ~61      COMB13 Combination         Max   2.007E-08   2.871E-08   -0.008450    0.000000  -4.930E-06 
         ~61      COMB13 Combination         Min  -2.007E-08  -2.870E-08   -0.008458    0.000000  -5.876E-06 
         ~61      COMB14 Combination         Max   4.071E-09   1.393E-07   -0.008396    0.000000  -4.569E-06 
         ~61      COMB14 Combination         Min  -4.071E-09  -1.393E-07   -0.008512    0.000000  -6.238E-06 
         ~61         INV Combination         Max   2.007E-08   1.393E-07   -0.007570    0.000000  -3.875E-06 
         ~61         INV Combination         Min  -2.007E-08  -1.393E-07   -0.008512    0.000000  -6.238E-06 
         ~62          PP   LinStatic                0.000000   6.595E-12   -0.006087    0.000000  -2.720E-06 
         ~62        PERM   LinStatic                0.000000   1.837E-12   -0.001655    0.000000  -2.583E-06 
         ~62        NEVE   LinStatic                0.000000   1.257E-12   -0.000705    0.000000  -1.767E-06 
         ~62      VENTOX   LinStatic                0.000000  -8.498E-12    0.000173    0.000000   3.899E-07 
         ~62      VENTOY   LinStatic                0.000000   1.049E-08    0.000156    0.000000   3.111E-08 
         ~62      SISMAX LinRespSpec         Max   3.258E-08   5.017E-08   3.237E-06    0.000000   7.616E-07 
         ~62      SISMAY LinRespSpec         Max   6.607E-09   2.896E-07    0.000057    0.000000   1.330E-06 
         ~62        TERM   LinStatic                0.000000   5.213E-12   3.879E-06    0.000000  -5.994E-08 
         ~62       COMB1 Combination         Max    0.000000   1.365E-11   -0.007738    0.000000  -5.363E-06 
         ~62       COMB1 Combination         Min    0.000000   1.365E-11   -0.007738    0.000000  -5.363E-06 
         ~62       COMB2 Combination         Max    0.000000   1.490E-11   -0.008443    0.000000  -7.130E-06 
         ~62       COMB2 Combination         Min    0.000000   1.490E-11   -0.008443    0.000000  -7.130E-06 
         ~62       COMB3 Combination         Max    0.000000   5.147E-12   -0.007565    0.000000  -4.973E-06 
         ~62       COMB3 Combination         Min    0.000000   5.147E-12   -0.007565    0.000000  -4.973E-06 
         ~62       COMB4 Combination         Max    0.000000   1.050E-08   -0.007583    0.000000  -5.332E-06 
         ~62       COMB4 Combination         Min    0.000000   1.050E-08   -0.007583    0.000000  -5.332E-06 
         ~62       COMB5 Combination         Max    0.000000   6.404E-12   -0.008270    0.000000  -6.740E-06 
         ~62       COMB5 Combination         Min    0.000000   6.404E-12   -0.008270    0.000000  -6.740E-06 
         ~62       COMB6 Combination         Max    0.000000   1.050E-08   -0.008288    0.000000  -7.099E-06 
         ~62       COMB6 Combination         Min    0.000000   1.050E-08   -0.008288    0.000000  -7.099E-06 
         ~62       COMB7 Combination         Max    0.000000   3.220E-12   -0.007746    0.000000  -5.243E-06 
         ~62       COMB7 Combination         Min    0.000000   3.220E-12   -0.007746    0.000000  -5.243E-06 
         ~62       COMB8 Combination         Max    0.000000   4.477E-12   -0.008451    0.000000  -7.010E-06 
         ~62       COMB8 Combination         Min    0.000000   4.477E-12   -0.008451    0.000000  -7.010E-06 
         ~62       COMB9 Combination         Max    0.000000  -5.278E-12   -0.007573    0.000000  -4.853E-06 
         ~62       COMB9 Combination         Min    0.000000  -5.278E-12   -0.007573    0.000000  -4.853E-06 
         ~62      COMB10 Combination         Max    0.000000   1.049E-08   -0.007591    0.000000  -5.212E-06 
         ~62      COMB10 Combination         Min    0.000000   1.049E-08   -0.007591    0.000000  -5.212E-06 
         ~62      COMB11 Combination         Max    0.000000  -4.021E-12   -0.008278    0.000000  -6.620E-06 
         ~62      COMB11 Combination         Min    0.000000  -4.021E-12   -0.008278    0.000000  -6.620E-06 
         ~62      COMB12 Combination         Max    0.000000   1.049E-08   -0.008295    0.000000  -6.979E-06 
         ~62      COMB12 Combination         Min    0.000000   1.049E-08   -0.008295    0.000000  -6.979E-06 
         ~62      COMB13 Combination         Max   3.258E-08   5.017E-08   -0.008444    0.000000  -6.309E-06 
         ~62      COMB13 Combination         Min  -3.258E-08  -5.016E-08   -0.008450    0.000000  -7.832E-06 
         ~62      COMB14 Combination         Max   6.607E-09   2.896E-07   -0.008390    0.000000  -5.741E-06 
         ~62      COMB14 Combination         Min  -6.607E-09  -2.895E-07   -0.008504    0.000000  -8.400E-06 
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         ~62         INV Combination         Max   3.258E-08   2.896E-07   -0.007565    0.000000  -4.853E-06 
         ~62         INV Combination         Min  -3.258E-08  -2.895E-07   -0.008504    0.000000  -8.400E-06 
         ~63          PP   LinStatic                0.000000   9.312E-12   -0.006086    0.000000  -1.578E-06 
         ~63        PERM   LinStatic                0.000000   1.220E-13   -0.001653    0.000000  -2.295E-06 
         ~63        NEVE   LinStatic                0.000000   8.348E-14   -0.000703    0.000000  -1.570E-06 
         ~63      VENTOX   LinStatic                0.000000  -1.003E-11    0.000173    0.000000   3.414E-07 
         ~63      VENTOY   LinStatic                0.000000   1.419E-08    0.000156    0.000000  -1.240E-08 
         ~63      SISMAX LinRespSpec         Max   3.258E-08   5.047E-08   2.580E-06    0.000000   7.608E-07 
         ~63      SISMAY LinRespSpec         Max   6.607E-09   2.915E-07    0.000056    0.000000   1.315E-06 
         ~63        TERM   LinStatic                0.000000   7.596E-12   3.932E-06    0.000000  -6.103E-08 
         ~63       COMB1 Combination         Max    0.000000   1.703E-11   -0.007734    0.000000  -3.934E-06 
         ~63       COMB1 Combination         Min    0.000000   1.703E-11   -0.007734    0.000000  -3.934E-06 
         ~63       COMB2 Combination         Max    0.000000   1.711E-11   -0.008438    0.000000  -5.505E-06 
         ~63       COMB2 Combination         Min    0.000000   1.711E-11   -0.008438    0.000000  -5.505E-06 
         ~63       COMB3 Combination         Max    0.000000   6.996E-12   -0.007561    0.000000  -3.593E-06 
         ~63       COMB3 Combination         Min    0.000000   6.996E-12   -0.007561    0.000000  -3.593E-06 
         ~63       COMB4 Combination         Max    0.000000   1.420E-08   -0.007579    0.000000  -3.947E-06 
         ~63       COMB4 Combination         Min    0.000000   1.420E-08   -0.007579    0.000000  -3.947E-06 
         ~63       COMB5 Combination         Max    0.000000   7.080E-12   -0.008265    0.000000  -5.163E-06 
         ~63       COMB5 Combination         Min    0.000000   7.080E-12   -0.008265    0.000000  -5.163E-06 
         ~63       COMB6 Combination         Max    0.000000   1.420E-08   -0.008282    0.000000  -5.517E-06 
         ~63       COMB6 Combination         Min    0.000000   1.420E-08   -0.008282    0.000000  -5.517E-06 
         ~63       COMB7 Combination         Max    0.000000   1.838E-12   -0.007742    0.000000  -3.812E-06 
         ~63       COMB7 Combination         Min    0.000000   1.838E-12   -0.007742    0.000000  -3.812E-06 
         ~63       COMB8 Combination         Max    0.000000   1.922E-12   -0.008446    0.000000  -5.383E-06 
         ~63       COMB8 Combination         Min    0.000000   1.922E-12   -0.008446    0.000000  -5.383E-06 
         ~63       COMB9 Combination         Max    0.000000  -8.195E-12   -0.007569    0.000000  -3.471E-06 
         ~63       COMB9 Combination         Min    0.000000  -8.195E-12   -0.007569    0.000000  -3.471E-06 
         ~63      COMB10 Combination         Max    0.000000   1.419E-08   -0.007587    0.000000  -3.825E-06 
         ~63      COMB10 Combination         Min    0.000000   1.419E-08   -0.007587    0.000000  -3.825E-06 
         ~63      COMB11 Combination         Max    0.000000  -8.112E-12   -0.008273    0.000000  -5.041E-06 
         ~63      COMB11 Combination         Min    0.000000  -8.112E-12   -0.008273    0.000000  -5.041E-06 
         ~63      COMB12 Combination         Max    0.000000   1.419E-08   -0.008290    0.000000  -5.395E-06 
         ~63      COMB12 Combination         Min    0.000000   1.419E-08   -0.008290    0.000000  -5.395E-06 
         ~63      COMB13 Combination         Max   3.258E-08   5.048E-08   -0.008439    0.000000  -4.683E-06 
         ~63      COMB13 Combination         Min  -3.258E-08  -5.046E-08   -0.008444    0.000000  -6.205E-06 
         ~63      COMB14 Combination         Max   6.607E-09   2.915E-07   -0.008386    0.000000  -4.129E-06 
         ~63      COMB14 Combination         Min  -6.607E-09  -2.915E-07   -0.008497    0.000000  -6.759E-06 
         ~63         INV Combination         Max   3.258E-08   2.915E-07   -0.007561    0.000000  -3.471E-06 
         ~63         INV Combination         Min  -3.258E-08  -2.915E-07   -0.008497    0.000000  -6.759E-06 
         ~64          PP   LinStatic                0.000000   8.033E-12   -0.006086    0.000000  -2.679E-07 
         ~64        PERM   LinStatic                0.000000  -1.078E-12   -0.001651    0.000000  -1.245E-06 
         ~64        NEVE   LinStatic                0.000000  -7.377E-13   -0.000702    0.000000  -8.523E-07 
         ~64      VENTOX   LinStatic                0.000000  -7.715E-12    0.000173    0.000000   1.818E-07 
         ~64      VENTOY   LinStatic                0.000000   1.194E-08    0.000156    0.000000  -3.479E-08 
         ~64      SISMAX LinRespSpec         Max   2.007E-08   2.969E-08   1.997E-06    0.000000   4.718E-07 
         ~64      SISMAY LinRespSpec         Max   4.071E-09   1.440E-07    0.000055    0.000000   8.070E-07 
         ~64        TERM   LinStatic                0.000000   6.665E-12   3.980E-06    0.000000  -3.856E-08 
         ~64       COMB1 Combination         Max    0.000000   1.362E-11   -0.007733    0.000000  -1.551E-06 
         ~64       COMB1 Combination         Min    0.000000   1.362E-11   -0.007733    0.000000  -1.551E-06 
         ~64       COMB2 Combination         Max    0.000000   1.288E-11   -0.008435    0.000000  -2.404E-06 
         ~64       COMB2 Combination         Min    0.000000   1.288E-11   -0.008435    0.000000  -2.404E-06 
         ~64       COMB3 Combination         Max    0.000000   5.906E-12   -0.007560    0.000000  -1.369E-06 
         ~64       COMB3 Combination         Min    0.000000   5.906E-12   -0.007560    0.000000  -1.369E-06 
         ~64       COMB4 Combination         Max    0.000000   1.195E-08   -0.007577    0.000000  -1.586E-06 
         ~64       COMB4 Combination         Min    0.000000   1.195E-08   -0.007577    0.000000  -1.586E-06 
         ~64       COMB5 Combination         Max    0.000000   5.168E-12   -0.008262    0.000000  -2.222E-06 
         ~64       COMB5 Combination         Min    0.000000   5.168E-12   -0.008262    0.000000  -2.222E-06 
         ~64       COMB6 Combination         Max    0.000000   1.195E-08   -0.008279    0.000000  -2.438E-06 
         ~64       COMB6 Combination         Min    0.000000   1.195E-08   -0.008279    0.000000  -2.438E-06 
         ~64       COMB7 Combination         Max    0.000000   2.894E-13   -0.007741    0.000000  -1.474E-06 
         ~64       COMB7 Combination         Min    0.000000   2.894E-13   -0.007741    0.000000  -1.474E-06 
         ~64       COMB8 Combination         Max    0.000000  -4.483E-13   -0.008443    0.000000  -2.326E-06 
         ~64       COMB8 Combination         Min    0.000000  -4.483E-13   -0.008443    0.000000  -2.326E-06 
         ~64       COMB9 Combination         Max    0.000000  -7.425E-12   -0.007568    0.000000  -1.292E-06 
         ~64       COMB9 Combination         Min    0.000000  -7.425E-12   -0.007568    0.000000  -1.292E-06 
         ~64      COMB10 Combination         Max    0.000000   1.194E-08   -0.007585    0.000000  -1.509E-06 
         ~64      COMB10 Combination         Min    0.000000   1.194E-08   -0.007585    0.000000  -1.509E-06 
         ~64      COMB11 Combination         Max    0.000000  -8.163E-12   -0.008270    0.000000  -2.145E-06 
         ~64      COMB11 Combination         Min    0.000000  -8.163E-12   -0.008270    0.000000  -2.145E-06 
         ~64      COMB12 Combination         Max    0.000000   1.194E-08   -0.008287    0.000000  -2.361E-06 
         ~64      COMB12 Combination         Min    0.000000   1.194E-08   -0.008287    0.000000  -2.361E-06 
         ~64      COMB13 Combination         Max   2.007E-08   2.969E-08   -0.008437    0.000000  -1.893E-06 
         ~64      COMB13 Combination         Min  -2.007E-08  -2.968E-08   -0.008441    0.000000  -2.837E-06 
         ~64      COMB14 Combination         Max   4.071E-09   1.440E-07   -0.008384    0.000000  -1.558E-06 
         ~64      COMB14 Combination         Min  -4.071E-09  -1.440E-07   -0.008494    0.000000  -3.172E-06 
         ~64         INV Combination         Max   2.007E-08   1.440E-07   -0.007560    0.000000  -1.292E-06 
         ~64         INV Combination         Min  -2.007E-08  -1.440E-07   -0.008494    0.000000  -3.172E-06 
         ~65          PP   LinStatic                0.000000   5.429E-12   -0.006081    0.000000  -5.909E-06 
         ~65        PERM   LinStatic                0.000000  -1.238E-11   -0.001648    0.000000  -3.157E-06 
         ~65        NEVE   LinStatic                0.000000  -8.470E-12   -0.000700    0.000000  -2.160E-06 
         ~65      VENTOX   LinStatic                0.000000  -9.534E-12    0.000172    0.000000   5.025E-07 
         ~65      VENTOY   LinStatic                0.000000  -1.211E-08    0.000189    0.000000   8.421E-07 
         ~65      SISMAX LinRespSpec         Max   2.038E-08   3.532E-08   1.345E-06    0.000000   4.624E-07 
         ~65      SISMAY LinRespSpec         Max   1.746E-09   1.321E-07    0.000054    0.000000   1.033E-06 
         ~65        TERM   LinStatic                0.000000   3.291E-12   3.962E-06    0.000000   6.369E-08 
         ~65       COMB1 Combination         Max    0.000000  -3.659E-12   -0.007725    0.000000  -9.003E-06 
         ~65       COMB1 Combination         Min    0.000000  -3.659E-12   -0.007725    0.000000  -9.003E-06 
         ~65       COMB2 Combination         Max    0.000000  -1.213E-11   -0.008426    0.000000   -0.000011 
         ~65       COMB2 Combination         Min    0.000000  -1.213E-11   -0.008426    0.000000   -0.000011 
         ~65       COMB3 Combination         Max    0.000000  -1.319E-11   -0.007553    0.000000  -8.500E-06 
         ~65       COMB3 Combination         Min    0.000000  -1.319E-11   -0.007553    0.000000  -8.500E-06 
         ~65       COMB4 Combination         Max    0.000000  -1.211E-08   -0.007536    0.000000  -8.160E-06 
         ~65       COMB4 Combination         Min    0.000000  -1.211E-08   -0.007536    0.000000  -8.160E-06 
         ~65       COMB5 Combination         Max    0.000000  -2.166E-11   -0.008253    0.000000   -0.000011 
         ~65       COMB5 Combination         Min    0.000000  -2.166E-11   -0.008253    0.000000   -0.000011 
         ~65       COMB6 Combination         Max    0.000000  -1.212E-08   -0.008237    0.000000   -0.000010 
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         ~65       COMB6 Combination         Min    0.000000  -1.212E-08   -0.008237    0.000000   -0.000010 
         ~65       COMB7 Combination         Max    0.000000  -1.024E-11   -0.007733    0.000000  -9.130E-06 
         ~65       COMB7 Combination         Min    0.000000  -1.024E-11   -0.007733    0.000000  -9.130E-06 
         ~65       COMB8 Combination         Max    0.000000  -1.871E-11   -0.008434    0.000000   -0.000011 
         ~65       COMB8 Combination         Min    0.000000  -1.871E-11   -0.008434    0.000000   -0.000011 
         ~65       COMB9 Combination         Max    0.000000  -1.977E-11   -0.007561    0.000000  -8.627E-06 
         ~65       COMB9 Combination         Min    0.000000  -1.977E-11   -0.007561    0.000000  -8.627E-06 
         ~65      COMB10 Combination         Max    0.000000  -1.212E-08   -0.007544    0.000000  -8.288E-06 
         ~65      COMB10 Combination         Min    0.000000  -1.212E-08   -0.007544    0.000000  -8.288E-06 
         ~65      COMB11 Combination         Max    0.000000  -2.824E-11   -0.008261    0.000000   -0.000011 
         ~65      COMB11 Combination         Min    0.000000  -2.824E-11   -0.008261    0.000000   -0.000011 
         ~65      COMB12 Combination         Max    0.000000  -1.213E-08   -0.008244    0.000000   -0.000010 
         ~65      COMB12 Combination         Min    0.000000  -1.213E-08   -0.008244    0.000000   -0.000010 
         ~65      COMB13 Combination         Max   2.038E-08   3.530E-08   -0.008428    0.000000   -0.000011 
         ~65      COMB13 Combination         Min  -2.038E-08  -3.534E-08   -0.008431    0.000000   -0.000012 
         ~65      COMB14 Combination         Max   1.746E-09   1.321E-07   -0.008376    0.000000   -0.000010 
         ~65      COMB14 Combination         Min  -1.746E-09  -1.321E-07   -0.008483    0.000000   -0.000012 
         ~65         INV Combination         Max   2.038E-08   1.321E-07   -0.007536    0.000000  -8.160E-06 
         ~65         INV Combination         Min  -2.038E-08  -1.321E-07   -0.008483    0.000000   -0.000012 
         ~66          PP   LinStatic                0.000000   2.097E-12   -0.006073    0.000000  -8.377E-06 
         ~66        PERM   LinStatic                0.000000  -3.120E-11   -0.001644    0.000000  -4.800E-06 
         ~66        NEVE   LinStatic                0.000000  -2.135E-11   -0.000697    0.000000  -3.284E-06 
         ~66      VENTOX   LinStatic                0.000000  -1.508E-11    0.000172    0.000000   7.614E-07 
         ~66      VENTOY   LinStatic                0.000000  -1.468E-08    0.000188    0.000000   1.304E-06 
         ~66      SISMAX LinRespSpec         Max   3.308E-08   6.217E-08   7.934E-07    0.000000   7.449E-07 
         ~66      SISMAY LinRespSpec         Max   2.833E-09   2.709E-07    0.000052    0.000000   1.650E-06 
         ~66        TERM   LinStatic                0.000000  -1.757E-12   3.883E-06    0.000000   1.015E-07 
         ~66       COMB1 Combination         Max    0.000000  -3.086E-11   -0.007714    0.000000   -0.000013 
         ~66       COMB1 Combination         Min    0.000000  -3.086E-11   -0.007714    0.000000   -0.000013 
         ~66       COMB2 Combination         Max    0.000000  -5.220E-11   -0.008411    0.000000   -0.000016 
         ~66       COMB2 Combination         Min    0.000000  -5.220E-11   -0.008411    0.000000   -0.000016 
         ~66       COMB3 Combination         Max    0.000000  -4.593E-11   -0.007542    0.000000   -0.000012 
         ~66       COMB3 Combination         Min    0.000000  -4.593E-11   -0.007542    0.000000   -0.000012 
         ~66       COMB4 Combination         Max    0.000000  -1.471E-08   -0.007526    0.000000   -0.000012 
         ~66       COMB4 Combination         Min    0.000000  -1.471E-08   -0.007526    0.000000   -0.000012 
         ~66       COMB5 Combination         Max    0.000000  -6.728E-11   -0.008239    0.000000   -0.000016 
         ~66       COMB5 Combination         Min    0.000000  -6.728E-11   -0.008239    0.000000   -0.000016 
         ~66       COMB6 Combination         Max    0.000000  -1.473E-08   -0.008223    0.000000   -0.000015 
         ~66       COMB6 Combination         Min    0.000000  -1.473E-08   -0.008223    0.000000   -0.000015 
         ~66       COMB7 Combination         Max    0.000000  -2.734E-11   -0.007722    0.000000   -0.000013 
         ~66       COMB7 Combination         Min    0.000000  -2.734E-11   -0.007722    0.000000   -0.000013 
         ~66       COMB8 Combination         Max    0.000000  -4.869E-11   -0.008419    0.000000   -0.000017 
         ~66       COMB8 Combination         Min    0.000000  -4.869E-11   -0.008419    0.000000   -0.000017 
         ~66       COMB9 Combination         Max    0.000000  -4.242E-11   -0.007550    0.000000   -0.000013 
         ~66       COMB9 Combination         Min    0.000000  -4.242E-11   -0.007550    0.000000   -0.000013 
         ~66      COMB10 Combination         Max    0.000000  -1.470E-08   -0.007534    0.000000   -0.000012 
         ~66      COMB10 Combination         Min    0.000000  -1.470E-08   -0.007534    0.000000   -0.000012 
         ~66      COMB11 Combination         Max    0.000000  -6.376E-11   -0.008247    0.000000   -0.000016 
         ~66      COMB11 Combination         Min    0.000000  -6.376E-11   -0.008247    0.000000   -0.000016 
         ~66      COMB12 Combination         Max    0.000000  -1.473E-08   -0.008231    0.000000   -0.000015 
         ~66      COMB12 Combination         Min    0.000000  -1.473E-08   -0.008231    0.000000   -0.000015 
         ~66      COMB13 Combination         Max   3.308E-08   6.212E-08   -0.008414    0.000000   -0.000016 
         ~66      COMB13 Combination         Min  -3.308E-08  -6.222E-08   -0.008416    0.000000   -0.000017 
         ~66      COMB14 Combination         Max   2.833E-09   2.709E-07   -0.008363    0.000000   -0.000015 
         ~66      COMB14 Combination         Min  -2.833E-09  -2.710E-07   -0.008467    0.000000   -0.000018 
         ~66         INV Combination         Max   3.308E-08   2.709E-07   -0.007526    0.000000   -0.000012 
         ~66         INV Combination         Min  -3.308E-08  -2.710E-07   -0.008467    0.000000   -0.000018 
         ~67          PP   LinStatic                0.000000  -3.871E-12   -0.006067    0.000000  -7.240E-06 
         ~67        PERM   LinStatic                0.000000  -4.359E-11   -0.001640    0.000000  -4.515E-06 
         ~67        NEVE   LinStatic                0.000000  -2.983E-11   -0.000695    0.000000  -3.089E-06 
         ~67      VENTOX   LinStatic                0.000000  -1.581E-11    0.000171    0.000000   7.135E-07 
         ~67      VENTOY   LinStatic                0.000000  -1.121E-08    0.000187    0.000000   1.252E-06 
         ~67      SISMAX LinRespSpec         Max   3.308E-08   6.262E-08   3.067E-07    0.000000   7.448E-07 
         ~67      SISMAY LinRespSpec         Max   2.833E-09   2.696E-07    0.000051    0.000000   1.637E-06 
         ~67        TERM   LinStatic                0.000000  -8.355E-12   3.795E-06    0.000000   1.005E-07 
         ~67       COMB1 Combination         Max    0.000000  -5.582E-11   -0.007703    0.000000   -0.000012 
         ~67       COMB1 Combination         Min    0.000000  -5.582E-11   -0.007703    0.000000   -0.000012 
         ~67       COMB2 Combination         Max    0.000000  -8.565E-11   -0.008398    0.000000   -0.000015 
         ~67       COMB2 Combination         Min    0.000000  -8.565E-11   -0.008398    0.000000   -0.000015 
         ~67       COMB3 Combination         Max    0.000000  -7.163E-11   -0.007532    0.000000   -0.000011 
         ~67       COMB3 Combination         Min    0.000000  -7.163E-11   -0.007532    0.000000   -0.000011 
         ~67       COMB4 Combination         Max    0.000000  -1.127E-08   -0.007516    0.000000   -0.000010 
         ~67       COMB4 Combination         Min    0.000000  -1.127E-08   -0.007516    0.000000   -0.000010 
         ~67       COMB5 Combination         Max    0.000000  -1.015E-10   -0.008227    0.000000   -0.000014 
         ~67       COMB5 Combination         Min    0.000000  -1.015E-10   -0.008227    0.000000   -0.000014 
         ~67       COMB6 Combination         Max    0.000000  -1.130E-08   -0.008211    0.000000   -0.000013 
         ~67       COMB6 Combination         Min    0.000000  -1.130E-08   -0.008211    0.000000   -0.000013 
         ~67       COMB7 Combination         Max    0.000000  -3.911E-11   -0.007711    0.000000   -0.000012 
         ~67       COMB7 Combination         Min    0.000000  -3.911E-11   -0.007711    0.000000   -0.000012 
         ~67       COMB8 Combination         Max    0.000000  -6.894E-11   -0.008405    0.000000   -0.000015 
         ~67       COMB8 Combination         Min    0.000000  -6.894E-11   -0.008405    0.000000   -0.000015 
         ~67       COMB9 Combination         Max    0.000000  -5.492E-11   -0.007540    0.000000   -0.000011 
         ~67       COMB9 Combination         Min    0.000000  -5.492E-11   -0.007540    0.000000   -0.000011 
         ~67      COMB10 Combination         Max    0.000000  -1.125E-08   -0.007524    0.000000   -0.000011 
         ~67      COMB10 Combination         Min    0.000000  -1.125E-08   -0.007524    0.000000   -0.000011 
         ~67      COMB11 Combination         Max    0.000000  -8.475E-11   -0.008234    0.000000   -0.000014 
         ~67      COMB11 Combination         Min    0.000000  -8.475E-11   -0.008234    0.000000   -0.000014 
         ~67      COMB12 Combination         Max    0.000000  -1.128E-08   -0.008218    0.000000   -0.000014 
         ~67      COMB12 Combination         Min    0.000000  -1.128E-08   -0.008218    0.000000   -0.000014 
         ~67      COMB13 Combination         Max   3.308E-08   6.255E-08   -0.008401    0.000000   -0.000014 
         ~67      COMB13 Combination         Min  -3.308E-08  -6.270E-08   -0.008402    0.000000   -0.000016 
         ~67      COMB14 Combination         Max   2.833E-09   2.695E-07   -0.008351    0.000000   -0.000013 
         ~67      COMB14 Combination         Min  -2.833E-09  -2.696E-07   -0.008452    0.000000   -0.000016 
         ~67         INV Combination         Max   3.308E-08   2.695E-07   -0.007516    0.000000   -0.000010 
         ~67         INV Combination         Min  -3.308E-08  -2.696E-07   -0.008452    0.000000   -0.000016 
         ~68          PP   LinStatic                0.000000  -6.610E-12   -0.006062    0.000000  -3.785E-06 
         ~68        PERM   LinStatic                0.000000  -3.739E-11   -0.001637    0.000000  -2.625E-06 
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         ~68        NEVE   LinStatic                0.000000  -2.558E-11   -0.000692    0.000000  -1.797E-06 
         ~68      VENTOX   LinStatic                0.000000  -1.102E-11    0.000171    0.000000   4.131E-07 
         ~68      VENTOY   LinStatic                0.000000  -5.117E-09    0.000186    0.000000   7.443E-07 
         ~68      SISMAX LinRespSpec         Max   2.038E-08   3.677E-08   5.659E-07    0.000000   4.622E-07 
         ~68      SISMAY LinRespSpec         Max   1.746E-09   1.276E-07    0.000050    0.000000   1.008E-06 
         ~68        TERM   LinStatic                0.000000  -1.002E-11   3.719E-06    0.000000   6.169E-08 
         ~68       COMB1 Combination         Max    0.000000  -5.402E-11   -0.007696    0.000000  -6.348E-06 
         ~68       COMB1 Combination         Min    0.000000  -5.402E-11   -0.007696    0.000000  -6.348E-06 
         ~68       COMB2 Combination         Max    0.000000  -7.960E-11   -0.008388    0.000000  -8.145E-06 
         ~68       COMB2 Combination         Min    0.000000  -7.960E-11   -0.008388    0.000000  -8.145E-06 
         ~68       COMB3 Combination         Max    0.000000  -6.504E-11   -0.007525    0.000000  -5.935E-06 
         ~68       COMB3 Combination         Min    0.000000  -6.504E-11   -0.007525    0.000000  -5.935E-06 
         ~68       COMB4 Combination         Max    0.000000  -5.171E-09   -0.007510    0.000000  -5.604E-06 
         ~68       COMB4 Combination         Min    0.000000  -5.171E-09   -0.007510    0.000000  -5.604E-06 
         ~68       COMB5 Combination         Max    0.000000  -9.062E-11   -0.008217    0.000000  -7.732E-06 
         ~68       COMB5 Combination         Min    0.000000  -9.062E-11   -0.008217    0.000000  -7.732E-06 
         ~68       COMB6 Combination         Max    0.000000  -5.197E-09   -0.008202    0.000000  -7.400E-06 
         ~68       COMB6 Combination         Min    0.000000  -5.197E-09   -0.008202    0.000000  -7.400E-06 
         ~68       COMB7 Combination         Max    0.000000  -3.398E-11   -0.007703    0.000000  -6.471E-06 
         ~68       COMB7 Combination         Min    0.000000  -3.398E-11   -0.007703    0.000000  -6.471E-06 
         ~68       COMB8 Combination         Max    0.000000  -5.956E-11   -0.008396    0.000000  -8.268E-06 
         ~68       COMB8 Combination         Min    0.000000  -5.956E-11   -0.008396    0.000000  -8.268E-06 
         ~68       COMB9 Combination         Max    0.000000  -4.500E-11   -0.007532    0.000000  -6.058E-06 
         ~68       COMB9 Combination         Min    0.000000  -4.500E-11   -0.007532    0.000000  -6.058E-06 
         ~68      COMB10 Combination         Max    0.000000  -5.151E-09   -0.007517    0.000000  -5.727E-06 
         ~68      COMB10 Combination         Min    0.000000  -5.151E-09   -0.007517    0.000000  -5.727E-06 
         ~68      COMB11 Combination         Max    0.000000  -7.058E-11   -0.008225    0.000000  -7.855E-06 
         ~68      COMB11 Combination         Min    0.000000  -7.058E-11   -0.008225    0.000000  -7.855E-06 
         ~68      COMB12 Combination         Max    0.000000  -5.177E-09   -0.008210    0.000000  -7.524E-06 
         ~68      COMB12 Combination         Min    0.000000  -5.177E-09   -0.008210    0.000000  -7.524E-06 
         ~68      COMB13 Combination         Max   2.038E-08   3.670E-08   -0.008391    0.000000  -7.744E-06 
         ~68      COMB13 Combination         Min  -2.038E-08  -3.684E-08   -0.008392    0.000000  -8.669E-06 
         ~68      COMB14 Combination         Max   1.746E-09   1.276E-07   -0.008342    0.000000  -7.199E-06 
         ~68      COMB14 Combination         Min  -1.746E-09  -1.277E-07   -0.008441    0.000000  -9.214E-06 
         ~68         INV Combination         Max   2.038E-08   1.276E-07   -0.007510    0.000000  -5.604E-06 
         ~68         INV Combination         Min  -2.038E-08  -1.277E-07   -0.008441    0.000000  -9.214E-06 
         ~69          PP   LinStatic                0.000000   2.131E-11   -0.006058    0.000000  -2.628E-06 
         ~69        PERM   LinStatic                0.000000   9.824E-11   -0.001633    0.000000  -2.686E-06 
         ~69        NEVE   LinStatic                0.000000   6.722E-11   -0.000690    0.000000  -1.837E-06 
         ~69      VENTOX   LinStatic                0.000000   2.874E-11    0.000170    0.000000   4.212E-07 
         ~69      VENTOY   LinStatic                0.000000   6.517E-09    0.000185    0.000000   7.714E-07 
         ~69      SISMAX LinRespSpec         Max   2.776E-08   4.405E-08   1.172E-06    0.000000   4.551E-07 
         ~69      SISMAY LinRespSpec         Max   3.188E-09   1.322E-07    0.000048    0.000000   1.079E-06 
         ~69        TERM   LinStatic                0.000000   3.064E-11   3.576E-06    0.000000   1.388E-07 
         ~69       COMB1 Combination         Max    0.000000   1.502E-10   -0.007687    0.000000  -5.176E-06 
         ~69       COMB1 Combination         Min    0.000000   1.502E-10   -0.007687    0.000000  -5.176E-06 
         ~69       COMB2 Combination         Max    0.000000   2.174E-10   -0.008377    0.000000  -7.013E-06 
         ~69       COMB2 Combination         Min    0.000000   2.174E-10   -0.008377    0.000000  -7.013E-06 
         ~69       COMB3 Combination         Max    0.000000   1.789E-10   -0.007517    0.000000  -4.754E-06 
         ~69       COMB3 Combination         Min    0.000000   1.789E-10   -0.007517    0.000000  -4.754E-06 
         ~69       COMB4 Combination         Max    0.000000   6.667E-09   -0.007503    0.000000  -4.404E-06 
         ~69       COMB4 Combination         Min    0.000000   6.667E-09   -0.007503    0.000000  -4.404E-06 
         ~69       COMB5 Combination         Max    0.000000   2.461E-10   -0.008207    0.000000  -6.592E-06 
         ~69       COMB5 Combination         Min    0.000000   2.461E-10   -0.008207    0.000000  -6.592E-06 
         ~69       COMB6 Combination         Max    0.000000   6.734E-09   -0.008192    0.000000  -6.241E-06 
         ~69       COMB6 Combination         Min    0.000000   6.734E-09   -0.008192    0.000000  -6.241E-06 
         ~69       COMB7 Combination         Max    0.000000   8.890E-11   -0.007695    0.000000  -5.453E-06 
         ~69       COMB7 Combination         Min    0.000000   8.890E-11   -0.007695    0.000000  -5.453E-06 
         ~69       COMB8 Combination         Max    0.000000   1.561E-10   -0.008384    0.000000  -7.290E-06 
         ~69       COMB8 Combination         Min    0.000000   1.561E-10   -0.008384    0.000000  -7.290E-06 
         ~69       COMB9 Combination         Max    0.000000   1.176E-10   -0.007525    0.000000  -5.032E-06 
         ~69       COMB9 Combination         Min    0.000000   1.176E-10   -0.007525    0.000000  -5.032E-06 
         ~69      COMB10 Combination         Max    0.000000   6.606E-09   -0.007510    0.000000  -4.682E-06 
         ~69      COMB10 Combination         Min    0.000000   6.606E-09   -0.007510    0.000000  -4.682E-06 
         ~69      COMB11 Combination         Max    0.000000   1.849E-10   -0.008214    0.000000  -6.869E-06 
         ~69      COMB11 Combination         Min    0.000000   1.849E-10   -0.008214    0.000000  -6.869E-06 
         ~69      COMB12 Combination         Max    0.000000   6.673E-09   -0.008200    0.000000  -6.519E-06 
         ~69      COMB12 Combination         Min    0.000000   6.673E-09   -0.008200    0.000000  -6.519E-06 
         ~69      COMB13 Combination         Max   2.776E-08   4.423E-08   -0.008380    0.000000  -6.697E-06 
         ~69      COMB13 Combination         Min  -2.776E-08  -4.386E-08   -0.008382    0.000000  -7.607E-06 
         ~69      COMB14 Combination         Max   3.188E-09   1.324E-07   -0.008333    0.000000  -6.073E-06 
         ~69      COMB14 Combination         Min  -3.188E-09  -1.320E-07   -0.008429    0.000000  -8.230E-06 
         ~69         INV Combination         Max   2.776E-08   1.324E-07   -0.007503    0.000000  -4.404E-06 
         ~69         INV Combination         Min  -2.776E-08  -1.320E-07   -0.008429    0.000000  -8.230E-06 
         ~70          PP   LinStatic                0.000000   4.460E-11   -0.006054    0.000000  -3.097E-06 
         ~70        PERM   LinStatic                0.000000   2.122E-10   -0.001630    0.000000  -4.045E-06 
         ~70        NEVE   LinStatic                0.000000   1.452E-10   -0.000688    0.000000  -2.767E-06 
         ~70      VENTOX   LinStatic                0.000000   6.493E-11    0.000169    0.000000   6.310E-07 
         ~70      VENTOY   LinStatic                0.000000   1.509E-08    0.000184    0.000000   1.191E-06 
         ~70      SISMAX LinRespSpec         Max   4.506E-08   7.748E-08   1.726E-06    0.000000   7.337E-07 
         ~70      SISMAY LinRespSpec         Max   5.174E-09   2.785E-07    0.000047    0.000000   1.726E-06 
         ~70        TERM   LinStatic                0.000000   6.551E-11   3.403E-06    0.000000   2.227E-07 
         ~70       COMB1 Combination         Max    0.000000   3.223E-10   -0.007681    0.000000  -6.919E-06 
         ~70       COMB1 Combination         Min    0.000000   3.223E-10   -0.007681    0.000000  -6.919E-06 
         ~70       COMB2 Combination         Max    0.000000   4.676E-10   -0.008368    0.000000  -9.686E-06 
         ~70       COMB2 Combination         Min    0.000000   4.676E-10   -0.008368    0.000000  -9.686E-06 
         ~70       COMB3 Combination         Max    0.000000   3.873E-10   -0.007511    0.000000  -6.288E-06 
         ~70       COMB3 Combination         Min    0.000000   3.873E-10   -0.007511    0.000000  -6.288E-06 
         ~70       COMB4 Combination         Max    0.000000   1.541E-08   -0.007497    0.000000  -5.727E-06 
         ~70       COMB4 Combination         Min    0.000000   1.541E-08   -0.007497    0.000000  -5.727E-06 
         ~70       COMB5 Combination         Max    0.000000   5.325E-10   -0.008199    0.000000  -9.055E-06 
         ~70       COMB5 Combination         Min    0.000000   5.325E-10   -0.008199    0.000000  -9.055E-06 
         ~70       COMB6 Combination         Max    0.000000   1.556E-08   -0.008184    0.000000  -8.494E-06 
         ~70       COMB6 Combination         Min    0.000000   1.556E-08   -0.008184    0.000000  -8.494E-06 
         ~70       COMB7 Combination         Max    0.000000   1.913E-10   -0.007687    0.000000  -7.364E-06 
         ~70       COMB7 Combination         Min    0.000000   1.913E-10   -0.007687    0.000000  -7.364E-06 
         ~70       COMB8 Combination         Max    0.000000   3.365E-10   -0.008375    0.000000   -0.000010 
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         ~70       COMB8 Combination         Min    0.000000   3.365E-10   -0.008375    0.000000   -0.000010 
         ~70       COMB9 Combination         Max    0.000000   2.563E-10   -0.007518    0.000000  -6.733E-06 
         ~70       COMB9 Combination         Min    0.000000   2.563E-10   -0.007518    0.000000  -6.733E-06 
         ~70      COMB10 Combination         Max    0.000000   1.528E-08   -0.007503    0.000000  -6.173E-06 
         ~70      COMB10 Combination         Min    0.000000   1.528E-08   -0.007503    0.000000  -6.173E-06 
         ~70      COMB11 Combination         Max    0.000000   4.015E-10   -0.008205    0.000000  -9.500E-06 
         ~70      COMB11 Combination         Min    0.000000   4.015E-10   -0.008205    0.000000  -9.500E-06 
         ~70      COMB12 Combination         Max    0.000000   1.543E-08   -0.008191    0.000000  -8.940E-06 
         ~70      COMB12 Combination         Min    0.000000   1.543E-08   -0.008191    0.000000  -8.940E-06 
         ~70      COMB13 Combination         Max   4.506E-08   7.788E-08   -0.008370    0.000000  -9.175E-06 
         ~70      COMB13 Combination         Min  -4.506E-08  -7.708E-08   -0.008373    0.000000   -0.000011 
         ~70      COMB14 Combination         Max   5.174E-09   2.789E-07   -0.008325    0.000000  -8.183E-06 
         ~70      COMB14 Combination         Min  -5.174E-09  -2.781E-07   -0.008418    0.000000   -0.000012 
         ~70         INV Combination         Max   4.506E-08   2.789E-07   -0.007497    0.000000  -5.727E-06 
         ~70         INV Combination         Min  -4.506E-08  -2.781E-07   -0.008418    0.000000   -0.000012 
         ~71          PP   LinStatic                0.000000   5.698E-11   -0.006052    0.000000  -1.965E-06 
         ~71        PERM   LinStatic                0.000000   2.758E-10   -0.001626    0.000000  -3.764E-06 
         ~71        NEVE   LinStatic                0.000000   1.887E-10   -0.000685    0.000000  -2.575E-06 
         ~71      VENTOX   LinStatic                0.000000   8.633E-11    0.000169    0.000000   5.837E-07 
         ~71      VENTOY   LinStatic                0.000000   2.030E-08    0.000183    0.000000   1.140E-06 
         ~71      SISMAX LinRespSpec         Max   4.506E-08   7.768E-08   2.356E-06    0.000000   7.342E-07 
         ~71      SISMAY LinRespSpec         Max   5.174E-09   2.816E-07    0.000045    0.000000   1.714E-06 
         ~71        TERM   LinStatic                0.000000   8.467E-11   3.211E-06    0.000000   2.218E-07 
         ~71       COMB1 Combination         Max    0.000000   4.175E-10   -0.007675    0.000000  -5.506E-06 
         ~71       COMB1 Combination         Min    0.000000   4.175E-10   -0.007675    0.000000  -5.506E-06 
         ~71       COMB2 Combination         Max    0.000000   6.062E-10   -0.008360    0.000000  -8.082E-06 
         ~71       COMB2 Combination         Min    0.000000   6.062E-10   -0.008360    0.000000  -8.082E-06 
         ~71       COMB3 Combination         Max    0.000000   5.038E-10   -0.007506    0.000000  -4.923E-06 
         ~71       COMB3 Combination         Min    0.000000   5.038E-10   -0.007506    0.000000  -4.923E-06 
         ~71       COMB4 Combination         Max    0.000000   2.072E-08   -0.007492    0.000000  -4.366E-06 
         ~71       COMB4 Combination         Min    0.000000   2.072E-08   -0.007492    0.000000  -4.366E-06 
         ~71       COMB5 Combination         Max    0.000000   6.925E-10   -0.008191    0.000000  -7.498E-06 
         ~71       COMB5 Combination         Min    0.000000   6.925E-10   -0.008191    0.000000  -7.498E-06 
         ~71       COMB6 Combination         Max    0.000000   2.091E-08   -0.008178    0.000000  -6.942E-06 
         ~71       COMB6 Combination         Min    0.000000   2.091E-08   -0.008178    0.000000  -6.942E-06 
         ~71       COMB7 Combination         Max    0.000000   2.481E-10   -0.007682    0.000000  -5.950E-06 
         ~71       COMB7 Combination         Min    0.000000   2.481E-10   -0.007682    0.000000  -5.950E-06 
         ~71       COMB8 Combination         Max    0.000000   4.369E-10   -0.008367    0.000000  -8.525E-06 
         ~71       COMB8 Combination         Min    0.000000   4.369E-10   -0.008367    0.000000  -8.525E-06 
         ~71       COMB9 Combination         Max    0.000000   3.345E-10   -0.007513    0.000000  -5.366E-06 
         ~71       COMB9 Combination         Min    0.000000   3.345E-10   -0.007513    0.000000  -5.366E-06 
         ~71      COMB10 Combination         Max    0.000000   2.055E-08   -0.007499    0.000000  -4.810E-06 
         ~71      COMB10 Combination         Min    0.000000   2.055E-08   -0.007499    0.000000  -4.810E-06 
         ~71      COMB11 Combination         Max    0.000000   5.232E-10   -0.008198    0.000000  -7.942E-06 
         ~71      COMB11 Combination         Min    0.000000   5.232E-10   -0.008198    0.000000  -7.942E-06 
         ~71      COMB12 Combination         Max    0.000000   2.074E-08   -0.008184    0.000000  -7.385E-06 
         ~71      COMB12 Combination         Min    0.000000   2.074E-08   -0.008184    0.000000  -7.385E-06 
         ~71      COMB13 Combination         Max   4.506E-08   7.820E-08   -0.008361    0.000000  -7.569E-06 
         ~71      COMB13 Combination         Min  -4.506E-08  -7.716E-08   -0.008366    0.000000  -9.038E-06 
         ~71      COMB14 Combination         Max   5.174E-09   2.821E-07   -0.008318    0.000000  -6.590E-06 
         ~71      COMB14 Combination         Min  -5.174E-09  -2.810E-07   -0.008409    0.000000   -0.000010 
         ~71         INV Combination         Max   4.506E-08   2.821E-07   -0.007492    0.000000  -4.366E-06 
         ~71         INV Combination         Min  -4.506E-08  -2.810E-07   -0.008409    0.000000   -0.000010 
         ~72          PP   LinStatic                0.000000   4.629E-11   -0.006052    0.000000  -5.133E-07 
         ~72        PERM   LinStatic                0.000000   2.265E-10   -0.001624    0.000000  -2.161E-06 
         ~72        NEVE   LinStatic                0.000000   1.550E-10   -0.000683    0.000000  -1.479E-06 
         ~72      VENTOX   LinStatic                0.000000   7.191E-11    0.000169    0.000000   3.329E-07 
         ~72      VENTOY   LinStatic                0.000000   1.703E-08    0.000182    0.000000   6.758E-07 
         ~72      SISMAX LinRespSpec         Max   2.776E-08   4.523E-08   2.921E-06    0.000000   4.561E-07 
         ~72      SISMAY LinRespSpec         Max   3.188E-09   1.398E-07    0.000044    0.000000   1.056E-06 
         ~72        TERM   LinStatic                0.000000   6.929E-11   3.040E-06    0.000000   1.371E-07 
         ~72       COMB1 Combination         Max    0.000000   3.421E-10   -0.007672    0.000000  -2.537E-06 
         ~72       COMB1 Combination         Min    0.000000   3.421E-10   -0.007672    0.000000  -2.537E-06 
         ~72       COMB2 Combination         Max    0.000000   4.971E-10   -0.008356    0.000000  -4.016E-06 
         ~72       COMB2 Combination         Min    0.000000   4.971E-10   -0.008356    0.000000  -4.016E-06 
         ~72       COMB3 Combination         Max    0.000000   4.140E-10   -0.007504    0.000000  -2.204E-06 
         ~72       COMB3 Combination         Min    0.000000   4.140E-10   -0.007504    0.000000  -2.204E-06 
         ~72       COMB4 Combination         Max    0.000000   1.738E-08   -0.007490    0.000000  -1.861E-06 
         ~72       COMB4 Combination         Min    0.000000   1.738E-08   -0.007490    0.000000  -1.861E-06 
         ~72       COMB5 Combination         Max    0.000000   5.690E-10   -0.008187    0.000000  -3.683E-06 
         ~72       COMB5 Combination         Min    0.000000   5.690E-10   -0.008187    0.000000  -3.683E-06 
         ~72       COMB6 Combination         Max    0.000000   1.753E-08   -0.008174    0.000000  -3.341E-06 
         ~72       COMB6 Combination         Min    0.000000   1.753E-08   -0.008174    0.000000  -3.341E-06 
         ~72       COMB7 Combination         Max    0.000000   2.035E-10   -0.007679    0.000000  -2.811E-06 
         ~72       COMB7 Combination         Min    0.000000   2.035E-10   -0.007679    0.000000  -2.811E-06 
         ~72       COMB8 Combination         Max    0.000000   3.585E-10   -0.008362    0.000000  -4.291E-06 
         ~72       COMB8 Combination         Min    0.000000   3.585E-10   -0.008362    0.000000  -4.291E-06 
         ~72       COMB9 Combination         Max    0.000000   2.754E-10   -0.007510    0.000000  -2.479E-06 
         ~72       COMB9 Combination         Min    0.000000   2.754E-10   -0.007510    0.000000  -2.479E-06 
         ~72      COMB10 Combination         Max    0.000000   1.724E-08   -0.007496    0.000000  -2.136E-06 
         ~72      COMB10 Combination         Min    0.000000   1.724E-08   -0.007496    0.000000  -2.136E-06 
         ~72      COMB11 Combination         Max    0.000000   4.304E-10   -0.008193    0.000000  -3.958E-06 
         ~72      COMB11 Combination         Min    0.000000   4.304E-10   -0.008193    0.000000  -3.958E-06 
         ~72      COMB12 Combination         Max    0.000000   1.739E-08   -0.008180    0.000000  -3.615E-06 
         ~72      COMB12 Combination         Min    0.000000   1.739E-08   -0.008180    0.000000  -3.615E-06 
         ~72      COMB13 Combination         Max   2.776E-08   4.566E-08   -0.008356    0.000000  -3.697E-06 
         ~72      COMB13 Combination         Min  -2.776E-08  -4.480E-08   -0.008362    0.000000  -4.610E-06 
         ~72      COMB14 Combination         Max   3.188E-09   1.402E-07   -0.008315    0.000000  -3.097E-06 
         ~72      COMB14 Combination         Min  -3.188E-09  -1.394E-07   -0.008403    0.000000  -5.210E-06 
         ~72         INV Combination         Max   2.776E-08   1.402E-07   -0.007490    0.000000  -1.861E-06 
         ~72         INV Combination         Min  -2.776E-08  -1.394E-07   -0.008403    0.000000  -5.210E-06 
         ~73          PP   LinStatic                0.000000  -5.429E-12   -0.006081    0.000000  -5.909E-06 
         ~73        PERM   LinStatic                0.000000   1.238E-11   -0.001648    0.000000  -3.157E-06 
         ~73        NEVE   LinStatic                0.000000   8.470E-12   -0.000700    0.000000  -2.160E-06 
         ~73      VENTOX   LinStatic                0.000000   9.534E-12    0.000172    0.000000   5.025E-07 
         ~73      VENTOY   LinStatic                0.000000  -1.212E-08    0.000156    0.000000   2.214E-07 
         ~73      SISMAX LinRespSpec         Max   2.621E-08   3.532E-08   1.345E-06    0.000000   4.624E-07 
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         ~73      SISMAY LinRespSpec         Max   3.170E-09   1.321E-07    0.000054    0.000000   1.033E-06 
         ~73        TERM   LinStatic                0.000000  -3.291E-12   3.962E-06    0.000000   6.369E-08 
         ~73       COMB1 Combination         Max    0.000000   3.659E-12   -0.007725    0.000000  -9.003E-06 
         ~73       COMB1 Combination         Min    0.000000   3.659E-12   -0.007725    0.000000  -9.003E-06 
         ~73       COMB2 Combination         Max    0.000000   1.213E-11   -0.008426    0.000000   -0.000011 
         ~73       COMB2 Combination         Min    0.000000   1.213E-11   -0.008426    0.000000   -0.000011 
         ~73       COMB3 Combination         Max    0.000000   1.319E-11   -0.007553    0.000000  -8.500E-06 
         ~73       COMB3 Combination         Min    0.000000   1.319E-11   -0.007553    0.000000  -8.500E-06 
         ~73       COMB4 Combination         Max    0.000000  -1.212E-08   -0.007570    0.000000  -8.781E-06 
         ~73       COMB4 Combination         Min    0.000000  -1.212E-08   -0.007570    0.000000  -8.781E-06 
         ~73       COMB5 Combination         Max    0.000000   2.166E-11   -0.008253    0.000000   -0.000011 
         ~73       COMB5 Combination         Min    0.000000   2.166E-11   -0.008253    0.000000   -0.000011 
         ~73       COMB6 Combination         Max    0.000000  -1.211E-08   -0.008270    0.000000   -0.000011 
         ~73       COMB6 Combination         Min    0.000000  -1.211E-08   -0.008270    0.000000   -0.000011 
         ~73       COMB7 Combination         Max    0.000000   1.024E-11   -0.007733    0.000000  -9.130E-06 
         ~73       COMB7 Combination         Min    0.000000   1.024E-11   -0.007733    0.000000  -9.130E-06 
         ~73       COMB8 Combination         Max    0.000000   1.871E-11   -0.008434    0.000000   -0.000011 
         ~73       COMB8 Combination         Min    0.000000   1.871E-11   -0.008434    0.000000   -0.000011 
         ~73       COMB9 Combination         Max    0.000000   1.977E-11   -0.007561    0.000000  -8.627E-06 
         ~73       COMB9 Combination         Min    0.000000   1.977E-11   -0.007561    0.000000  -8.627E-06 
         ~73      COMB10 Combination         Max    0.000000  -1.211E-08   -0.007578    0.000000  -8.908E-06 
         ~73      COMB10 Combination         Min    0.000000  -1.211E-08   -0.007578    0.000000  -8.908E-06 
         ~73      COMB11 Combination         Max    0.000000   2.824E-11   -0.008261    0.000000   -0.000011 
         ~73      COMB11 Combination         Min    0.000000   2.824E-11   -0.008261    0.000000   -0.000011 
         ~73      COMB12 Combination         Max    0.000000  -1.211E-08   -0.008278    0.000000   -0.000011 
         ~73      COMB12 Combination         Min    0.000000  -1.211E-08   -0.008278    0.000000   -0.000011 
         ~73      COMB13 Combination         Max   2.621E-08   3.533E-08   -0.008428    0.000000   -0.000011 
         ~73      COMB13 Combination         Min  -2.621E-08  -3.530E-08   -0.008431    0.000000   -0.000012 
         ~73      COMB14 Combination         Max   3.170E-09   1.321E-07   -0.008376    0.000000   -0.000010 
         ~73      COMB14 Combination         Min  -3.170E-09  -1.321E-07   -0.008483    0.000000   -0.000012 
         ~73         INV Combination         Max   2.621E-08   1.321E-07   -0.007553    0.000000  -8.500E-06 
         ~73         INV Combination         Min  -2.621E-08  -1.321E-07   -0.008483    0.000000   -0.000012 
         ~74          PP   LinStatic                0.000000  -2.097E-12   -0.006073    0.000000  -8.377E-06 
         ~74        PERM   LinStatic                0.000000   3.120E-11   -0.001644    0.000000  -4.800E-06 
         ~74        NEVE   LinStatic                0.000000   2.135E-11   -0.000697    0.000000  -3.284E-06 
         ~74      VENTOX   LinStatic                0.000000   1.508E-11    0.000172    0.000000   7.614E-07 
         ~74      VENTOY   LinStatic                0.000000  -1.470E-08    0.000155    0.000000   3.132E-07 
         ~74      SISMAX LinRespSpec         Max   4.253E-08   6.217E-08   7.934E-07    0.000000   7.449E-07 
         ~74      SISMAY LinRespSpec         Max   5.144E-09   2.709E-07    0.000052    0.000000   1.650E-06 
         ~74        TERM   LinStatic                0.000000   1.757E-12   3.883E-06    0.000000   1.015E-07 
         ~74       COMB1 Combination         Max    0.000000   3.086E-11   -0.007714    0.000000   -0.000013 
         ~74       COMB1 Combination         Min    0.000000   3.086E-11   -0.007714    0.000000   -0.000013 
         ~74       COMB2 Combination         Max    0.000000   5.220E-11   -0.008411    0.000000   -0.000016 
         ~74       COMB2 Combination         Min    0.000000   5.220E-11   -0.008411    0.000000   -0.000016 
         ~74       COMB3 Combination         Max    0.000000   4.593E-11   -0.007542    0.000000   -0.000012 
         ~74       COMB3 Combination         Min    0.000000   4.593E-11   -0.007542    0.000000   -0.000012 
         ~74       COMB4 Combination         Max    0.000000  -1.467E-08   -0.007559    0.000000   -0.000013 
         ~74       COMB4 Combination         Min    0.000000  -1.467E-08   -0.007559    0.000000   -0.000013 
         ~74       COMB5 Combination         Max    0.000000   6.728E-11   -0.008239    0.000000   -0.000016 
         ~74       COMB5 Combination         Min    0.000000   6.728E-11   -0.008239    0.000000   -0.000016 
         ~74       COMB6 Combination         Max    0.000000  -1.464E-08   -0.008256    0.000000   -0.000016 
         ~74       COMB6 Combination         Min    0.000000  -1.464E-08   -0.008256    0.000000   -0.000016 
         ~74       COMB7 Combination         Max    0.000000   2.734E-11   -0.007722    0.000000   -0.000013 
         ~74       COMB7 Combination         Min    0.000000   2.734E-11   -0.007722    0.000000   -0.000013 
         ~74       COMB8 Combination         Max    0.000000   4.869E-11   -0.008419    0.000000   -0.000017 
         ~74       COMB8 Combination         Min    0.000000   4.869E-11   -0.008419    0.000000   -0.000017 
         ~74       COMB9 Combination         Max    0.000000   4.242E-11   -0.007550    0.000000   -0.000013 
         ~74       COMB9 Combination         Min    0.000000   4.242E-11   -0.007550    0.000000   -0.000013 
         ~74      COMB10 Combination         Max    0.000000  -1.467E-08   -0.007566    0.000000   -0.000013 
         ~74      COMB10 Combination         Min    0.000000  -1.467E-08   -0.007566    0.000000   -0.000013 
         ~74      COMB11 Combination         Max    0.000000   6.376E-11   -0.008247    0.000000   -0.000016 
         ~74      COMB11 Combination         Min    0.000000   6.376E-11   -0.008247    0.000000   -0.000016 
         ~74      COMB12 Combination         Max    0.000000  -1.465E-08   -0.008264    0.000000   -0.000016 
         ~74      COMB12 Combination         Min    0.000000  -1.465E-08   -0.008264    0.000000   -0.000016 
         ~74      COMB13 Combination         Max   4.253E-08   6.222E-08   -0.008414    0.000000   -0.000016 
         ~74      COMB13 Combination         Min  -4.253E-08  -6.212E-08   -0.008416    0.000000   -0.000017 
         ~74      COMB14 Combination         Max   5.144E-09   2.710E-07   -0.008363    0.000000   -0.000015 
         ~74      COMB14 Combination         Min  -5.144E-09  -2.709E-07   -0.008467    0.000000   -0.000018 
         ~74         INV Combination         Max   4.253E-08   2.710E-07   -0.007542    0.000000   -0.000012 
         ~74         INV Combination         Min  -4.253E-08  -2.709E-07   -0.008467    0.000000   -0.000018 
         ~75          PP   LinStatic                0.000000   3.871E-12   -0.006067    0.000000  -7.240E-06 
         ~75        PERM   LinStatic                0.000000   4.359E-11   -0.001640    0.000000  -4.515E-06 
         ~75        NEVE   LinStatic                0.000000   2.983E-11   -0.000695    0.000000  -3.089E-06 
         ~75      VENTOX   LinStatic                0.000000   1.581E-11    0.000171    0.000000   7.135E-07 
         ~75      VENTOY   LinStatic                0.000000  -1.123E-08    0.000155    0.000000   2.698E-07 
         ~75      SISMAX LinRespSpec         Max   4.253E-08   6.262E-08   3.067E-07    0.000000   7.448E-07 
         ~75      SISMAY LinRespSpec         Max   5.144E-09   2.696E-07    0.000051    0.000000   1.637E-06 
         ~75        TERM   LinStatic                0.000000   8.355E-12   3.795E-06    0.000000   1.005E-07 
         ~75       COMB1 Combination         Max    0.000000   5.582E-11   -0.007703    0.000000   -0.000012 
         ~75       COMB1 Combination         Min    0.000000   5.582E-11   -0.007703    0.000000   -0.000012 
         ~75       COMB2 Combination         Max    0.000000   8.565E-11   -0.008398    0.000000   -0.000015 
         ~75       COMB2 Combination         Min    0.000000   8.565E-11   -0.008398    0.000000   -0.000015 
         ~75       COMB3 Combination         Max    0.000000   7.163E-11   -0.007532    0.000000   -0.000011 
         ~75       COMB3 Combination         Min    0.000000   7.163E-11   -0.007532    0.000000   -0.000011 
         ~75       COMB4 Combination         Max    0.000000  -1.117E-08   -0.007548    0.000000   -0.000011 
         ~75       COMB4 Combination         Min    0.000000  -1.117E-08   -0.007548    0.000000   -0.000011 
         ~75       COMB5 Combination         Max    0.000000   1.015E-10   -0.008227    0.000000   -0.000014 
         ~75       COMB5 Combination         Min    0.000000   1.015E-10   -0.008227    0.000000   -0.000014 
         ~75       COMB6 Combination         Max    0.000000  -1.114E-08   -0.008243    0.000000   -0.000014 
         ~75       COMB6 Combination         Min    0.000000  -1.114E-08   -0.008243    0.000000   -0.000014 
         ~75       COMB7 Combination         Max    0.000000   3.911E-11   -0.007711    0.000000   -0.000012 
         ~75       COMB7 Combination         Min    0.000000   3.911E-11   -0.007711    0.000000   -0.000012 
         ~75       COMB8 Combination         Max    0.000000   6.894E-11   -0.008405    0.000000   -0.000015 
         ~75       COMB8 Combination         Min    0.000000   6.894E-11   -0.008405    0.000000   -0.000015 
         ~75       COMB9 Combination         Max    0.000000   5.492E-11   -0.007540    0.000000   -0.000011 
         ~75       COMB9 Combination         Min    0.000000   5.492E-11   -0.007540    0.000000   -0.000011 
         ~75      COMB10 Combination         Max    0.000000  -1.119E-08   -0.007556    0.000000   -0.000012 
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         ~75      COMB10 Combination         Min    0.000000  -1.119E-08   -0.007556    0.000000   -0.000012 
         ~75      COMB11 Combination         Max    0.000000   8.475E-11   -0.008234    0.000000   -0.000014 
         ~75      COMB11 Combination         Min    0.000000   8.475E-11   -0.008234    0.000000   -0.000014 
         ~75      COMB12 Combination         Max    0.000000  -1.116E-08   -0.008250    0.000000   -0.000015 
         ~75      COMB12 Combination         Min    0.000000  -1.116E-08   -0.008250    0.000000   -0.000015 
         ~75      COMB13 Combination         Max   4.253E-08   6.270E-08   -0.008401    0.000000   -0.000014 
         ~75      COMB13 Combination         Min  -4.253E-08  -6.255E-08   -0.008402    0.000000   -0.000016 
         ~75      COMB14 Combination         Max   5.144E-09   2.696E-07   -0.008351    0.000000   -0.000013 
         ~75      COMB14 Combination         Min  -5.144E-09  -2.695E-07   -0.008452    0.000000   -0.000016 
         ~75         INV Combination         Max   4.253E-08   2.696E-07   -0.007532    0.000000   -0.000011 
         ~75         INV Combination         Min  -4.253E-08  -2.695E-07   -0.008452    0.000000   -0.000016 
         ~76          PP   LinStatic                0.000000   6.610E-12   -0.006062    0.000000  -3.785E-06 
         ~76        PERM   LinStatic                0.000000   3.739E-11   -0.001637    0.000000  -2.625E-06 
         ~76        NEVE   LinStatic                0.000000   2.558E-11   -0.000692    0.000000  -1.797E-06 
         ~76      VENTOX   LinStatic                0.000000   1.102E-11    0.000171    0.000000   4.131E-07 
         ~76      VENTOY   LinStatic                0.000000  -5.124E-09    0.000155    0.000000   1.405E-07 
         ~76      SISMAX LinRespSpec         Max   2.621E-08   3.677E-08   5.659E-07    0.000000   4.622E-07 
         ~76      SISMAY LinRespSpec         Max   3.170E-09   1.276E-07    0.000050    0.000000   1.008E-06 
         ~76        TERM   LinStatic                0.000000   1.002E-11   3.719E-06    0.000000   6.169E-08 
         ~76       COMB1 Combination         Max    0.000000   5.402E-11   -0.007696    0.000000  -6.348E-06 
         ~76       COMB1 Combination         Min    0.000000   5.402E-11   -0.007696    0.000000  -6.348E-06 
         ~76       COMB2 Combination         Max    0.000000   7.960E-11   -0.008388    0.000000  -8.145E-06 
         ~76       COMB2 Combination         Min    0.000000   7.960E-11   -0.008388    0.000000  -8.145E-06 
         ~76       COMB3 Combination         Max    0.000000   6.504E-11   -0.007525    0.000000  -5.935E-06 
         ~76       COMB3 Combination         Min    0.000000   6.504E-11   -0.007525    0.000000  -5.935E-06 
         ~76       COMB4 Combination         Max    0.000000  -5.070E-09   -0.007541    0.000000  -6.208E-06 
         ~76       COMB4 Combination         Min    0.000000  -5.070E-09   -0.007541    0.000000  -6.208E-06 
         ~76       COMB5 Combination         Max    0.000000   9.062E-11   -0.008217    0.000000  -7.732E-06 
         ~76       COMB5 Combination         Min    0.000000   9.062E-11   -0.008217    0.000000  -7.732E-06 
         ~76       COMB6 Combination         Max    0.000000  -5.044E-09   -0.008233    0.000000  -8.004E-06 
         ~76       COMB6 Combination         Min    0.000000  -5.044E-09   -0.008233    0.000000  -8.004E-06 
         ~76       COMB7 Combination         Max    0.000000   3.398E-11   -0.007703    0.000000  -6.471E-06 
         ~76       COMB7 Combination         Min    0.000000   3.398E-11   -0.007703    0.000000  -6.471E-06 
         ~76       COMB8 Combination         Max    0.000000   5.956E-11   -0.008396    0.000000  -8.268E-06 
         ~76       COMB8 Combination         Min    0.000000   5.956E-11   -0.008396    0.000000  -8.268E-06 
         ~76       COMB9 Combination         Max    0.000000   4.500E-11   -0.007532    0.000000  -6.058E-06 
         ~76       COMB9 Combination         Min    0.000000   4.500E-11   -0.007532    0.000000  -6.058E-06 
         ~76      COMB10 Combination         Max    0.000000  -5.090E-09   -0.007548    0.000000  -6.331E-06 
         ~76      COMB10 Combination         Min    0.000000  -5.090E-09   -0.007548    0.000000  -6.331E-06 
         ~76      COMB11 Combination         Max    0.000000   7.058E-11   -0.008225    0.000000  -7.855E-06 
         ~76      COMB11 Combination         Min    0.000000   7.058E-11   -0.008225    0.000000  -7.855E-06 
         ~76      COMB12 Combination         Max    0.000000  -5.064E-09   -0.008241    0.000000  -8.128E-06 
         ~76      COMB12 Combination         Min    0.000000  -5.064E-09   -0.008241    0.000000  -8.128E-06 
         ~76      COMB13 Combination         Max   2.621E-08   3.684E-08   -0.008391    0.000000  -7.744E-06 
         ~76      COMB13 Combination         Min  -2.621E-08  -3.670E-08   -0.008392    0.000000  -8.669E-06 
         ~76      COMB14 Combination         Max   3.170E-09   1.277E-07   -0.008342    0.000000  -7.199E-06 
         ~76      COMB14 Combination         Min  -3.170E-09  -1.276E-07   -0.008441    0.000000  -9.214E-06 
         ~76         INV Combination         Max   2.621E-08   1.277E-07   -0.007525    0.000000  -5.935E-06 
         ~76         INV Combination         Min  -2.621E-08  -1.276E-07   -0.008441    0.000000  -9.214E-06 
         ~77          PP   LinStatic                0.000000  -2.131E-11   -0.006058    0.000000  -2.628E-06 
         ~77        PERM   LinStatic                0.000000  -9.824E-11   -0.001633    0.000000  -2.686E-06 
         ~77        NEVE   LinStatic                0.000000  -6.722E-11   -0.000690    0.000000  -1.837E-06 
         ~77      VENTOX   LinStatic                0.000000  -2.874E-11    0.000170    0.000000   4.212E-07 
         ~77      VENTOY   LinStatic                0.000000   6.529E-09    0.000155    0.000000   1.336E-07 
         ~77      SISMAX LinRespSpec         Max   2.272E-08   4.405E-08   1.172E-06    0.000000   4.551E-07 
         ~77      SISMAY LinRespSpec         Max   1.764E-09   1.322E-07    0.000048    0.000000   1.079E-06 
         ~77        TERM   LinStatic                0.000000  -3.064E-11   3.576E-06    0.000000   1.388E-07 
         ~77       COMB1 Combination         Max    0.000000  -1.502E-10   -0.007687    0.000000  -5.176E-06 
         ~77       COMB1 Combination         Min    0.000000  -1.502E-10   -0.007687    0.000000  -5.176E-06 
         ~77       COMB2 Combination         Max    0.000000  -2.174E-10   -0.008377    0.000000  -7.013E-06 
         ~77       COMB2 Combination         Min    0.000000  -2.174E-10   -0.008377    0.000000  -7.013E-06 
         ~77       COMB3 Combination         Max    0.000000  -1.789E-10   -0.007517    0.000000  -4.754E-06 
         ~77       COMB3 Combination         Min    0.000000  -1.789E-10   -0.007517    0.000000  -4.754E-06 
         ~77       COMB4 Combination         Max    0.000000   6.379E-09   -0.007533    0.000000  -5.042E-06 
         ~77       COMB4 Combination         Min    0.000000   6.379E-09   -0.007533    0.000000  -5.042E-06 
         ~77       COMB5 Combination         Max    0.000000  -2.461E-10   -0.008207    0.000000  -6.592E-06 
         ~77       COMB5 Combination         Min    0.000000  -2.461E-10   -0.008207    0.000000  -6.592E-06 
         ~77       COMB6 Combination         Max    0.000000   6.311E-09   -0.008223    0.000000  -6.879E-06 
         ~77       COMB6 Combination         Min    0.000000   6.311E-09   -0.008223    0.000000  -6.879E-06 
         ~77       COMB7 Combination         Max    0.000000  -8.890E-11   -0.007695    0.000000  -5.453E-06 
         ~77       COMB7 Combination         Min    0.000000  -8.890E-11   -0.007695    0.000000  -5.453E-06 
         ~77       COMB8 Combination         Max    0.000000  -1.561E-10   -0.008384    0.000000  -7.290E-06 
         ~77       COMB8 Combination         Min    0.000000  -1.561E-10   -0.008384    0.000000  -7.290E-06 
         ~77       COMB9 Combination         Max    0.000000  -1.176E-10   -0.007525    0.000000  -5.032E-06 
         ~77       COMB9 Combination         Min    0.000000  -1.176E-10   -0.007525    0.000000  -5.032E-06 
         ~77      COMB10 Combination         Max    0.000000   6.440E-09   -0.007540    0.000000  -5.320E-06 
         ~77      COMB10 Combination         Min    0.000000   6.440E-09   -0.007540    0.000000  -5.320E-06 
         ~77      COMB11 Combination         Max    0.000000  -1.849E-10   -0.008214    0.000000  -6.869E-06 
         ~77      COMB11 Combination         Min    0.000000  -1.849E-10   -0.008214    0.000000  -6.869E-06 
         ~77      COMB12 Combination         Max    0.000000   6.373E-09   -0.008230    0.000000  -7.157E-06 
         ~77      COMB12 Combination         Min    0.000000   6.373E-09   -0.008230    0.000000  -7.157E-06 
         ~77      COMB13 Combination         Max   2.272E-08   4.386E-08   -0.008380    0.000000  -6.697E-06 
         ~77      COMB13 Combination         Min  -2.272E-08  -4.423E-08   -0.008382    0.000000  -7.607E-06 
         ~77      COMB14 Combination         Max   1.764E-09   1.320E-07   -0.008333    0.000000  -6.073E-06 
         ~77      COMB14 Combination         Min  -1.764E-09  -1.324E-07   -0.008429    0.000000  -8.230E-06 
         ~77         INV Combination         Max   2.272E-08   1.320E-07   -0.007517    0.000000  -4.754E-06 
         ~77         INV Combination         Min  -2.272E-08  -1.324E-07   -0.008429    0.000000  -8.230E-06 
         ~78          PP   LinStatic                0.000000  -4.460E-11   -0.006054    0.000000  -3.097E-06 
         ~78        PERM   LinStatic                0.000000  -2.122E-10   -0.001630    0.000000  -4.045E-06 
         ~78        NEVE   LinStatic                0.000000  -1.452E-10   -0.000688    0.000000  -2.767E-06 
         ~78      VENTOX   LinStatic                0.000000  -6.493E-11    0.000169    0.000000   6.310E-07 
         ~78      VENTOY   LinStatic                0.000000   1.512E-08    0.000155    0.000000   1.719E-07 
         ~78      SISMAX LinRespSpec         Max   3.687E-08   7.748E-08   1.726E-06    0.000000   7.337E-07 
         ~78      SISMAY LinRespSpec         Max   2.863E-09   2.785E-07    0.000047    0.000000   1.726E-06 
         ~78        TERM   LinStatic                0.000000  -6.551E-11   3.403E-06    0.000000   2.227E-07 
         ~78       COMB1 Combination         Max    0.000000  -3.223E-10   -0.007681    0.000000  -6.919E-06 
         ~78       COMB1 Combination         Min    0.000000  -3.223E-10   -0.007681    0.000000  -6.919E-06 
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         ~78       COMB2 Combination         Max    0.000000  -4.676E-10   -0.008368    0.000000  -9.686E-06 
         ~78       COMB2 Combination         Min    0.000000  -4.676E-10   -0.008368    0.000000  -9.686E-06 
         ~78       COMB3 Combination         Max    0.000000  -3.873E-10   -0.007511    0.000000  -6.288E-06 
         ~78       COMB3 Combination         Min    0.000000  -3.873E-10   -0.007511    0.000000  -6.288E-06 
         ~78       COMB4 Combination         Max    0.000000   1.480E-08   -0.007526    0.000000  -6.747E-06 
         ~78       COMB4 Combination         Min    0.000000   1.480E-08   -0.007526    0.000000  -6.747E-06 
         ~78       COMB5 Combination         Max    0.000000  -5.325E-10   -0.008199    0.000000  -9.055E-06 
         ~78       COMB5 Combination         Min    0.000000  -5.325E-10   -0.008199    0.000000  -9.055E-06 
         ~78       COMB6 Combination         Max    0.000000   1.465E-08   -0.008214    0.000000  -9.514E-06 
         ~78       COMB6 Combination         Min    0.000000   1.465E-08   -0.008214    0.000000  -9.514E-06 
         ~78       COMB7 Combination         Max    0.000000  -1.913E-10   -0.007687    0.000000  -7.364E-06 
         ~78       COMB7 Combination         Min    0.000000  -1.913E-10   -0.007687    0.000000  -7.364E-06 
         ~78       COMB8 Combination         Max    0.000000  -3.365E-10   -0.008375    0.000000   -0.000010 
         ~78       COMB8 Combination         Min    0.000000  -3.365E-10   -0.008375    0.000000   -0.000010 
         ~78       COMB9 Combination         Max    0.000000  -2.563E-10   -0.007518    0.000000  -6.733E-06 
         ~78       COMB9 Combination         Min    0.000000  -2.563E-10   -0.007518    0.000000  -6.733E-06 
         ~78      COMB10 Combination         Max    0.000000   1.493E-08   -0.007533    0.000000  -7.192E-06 
         ~78      COMB10 Combination         Min    0.000000   1.493E-08   -0.007533    0.000000  -7.192E-06 
         ~78      COMB11 Combination         Max    0.000000  -4.015E-10   -0.008205    0.000000  -9.500E-06 
         ~78      COMB11 Combination         Min    0.000000  -4.015E-10   -0.008205    0.000000  -9.500E-06 
         ~78      COMB12 Combination         Max    0.000000   1.478E-08   -0.008220    0.000000  -9.959E-06 
         ~78      COMB12 Combination         Min    0.000000   1.478E-08   -0.008220    0.000000  -9.959E-06 
         ~78      COMB13 Combination         Max   3.687E-08   7.707E-08   -0.008370    0.000000  -9.175E-06 
         ~78      COMB13 Combination         Min  -3.687E-08  -7.788E-08   -0.008373    0.000000   -0.000011 
         ~78      COMB14 Combination         Max   2.863E-09   2.781E-07   -0.008325    0.000000  -8.183E-06 
         ~78      COMB14 Combination         Min  -2.863E-09  -2.789E-07   -0.008418    0.000000   -0.000012 
         ~78         INV Combination         Max   3.687E-08   2.781E-07   -0.007511    0.000000  -6.288E-06 
         ~78         INV Combination         Min  -3.687E-08  -2.789E-07   -0.008418    0.000000   -0.000012 
         ~79          PP   LinStatic                0.000000  -5.698E-11   -0.006052    0.000000  -1.965E-06 
         ~79        PERM   LinStatic                0.000000  -2.758E-10   -0.001626    0.000000  -3.764E-06 
         ~79        NEVE   LinStatic                0.000000  -1.887E-10   -0.000685    0.000000  -2.575E-06 
         ~79      VENTOX   LinStatic                0.000000  -8.633E-11    0.000169    0.000000   5.837E-07 
         ~79      VENTOY   LinStatic                0.000000   2.035E-08    0.000154    0.000000   1.287E-07 
         ~79      SISMAX LinRespSpec         Max   3.687E-08   7.768E-08   2.356E-06    0.000000   7.342E-07 
         ~79      SISMAY LinRespSpec         Max   2.863E-09   2.816E-07    0.000045    0.000000   1.714E-06 
         ~79        TERM   LinStatic                0.000000  -8.467E-11   3.211E-06    0.000000   2.218E-07 
         ~79       COMB1 Combination         Max    0.000000  -4.175E-10   -0.007675    0.000000  -5.506E-06 
         ~79       COMB1 Combination         Min    0.000000  -4.175E-10   -0.007675    0.000000  -5.506E-06 
         ~79       COMB2 Combination         Max    0.000000  -6.062E-10   -0.008360    0.000000  -8.082E-06 
         ~79       COMB2 Combination         Min    0.000000  -6.062E-10   -0.008360    0.000000  -8.082E-06 
         ~79       COMB3 Combination         Max    0.000000  -5.038E-10   -0.007506    0.000000  -4.923E-06 
         ~79       COMB3 Combination         Min    0.000000  -5.038E-10   -0.007506    0.000000  -4.923E-06 
         ~79       COMB4 Combination         Max    0.000000   1.993E-08   -0.007521    0.000000  -5.378E-06 
         ~79       COMB4 Combination         Min    0.000000   1.993E-08   -0.007521    0.000000  -5.378E-06 
         ~79       COMB5 Combination         Max    0.000000  -6.925E-10   -0.008191    0.000000  -7.498E-06 
         ~79       COMB5 Combination         Min    0.000000  -6.925E-10   -0.008191    0.000000  -7.498E-06 
         ~79       COMB6 Combination         Max    0.000000   1.974E-08   -0.008206    0.000000  -7.953E-06 
         ~79       COMB6 Combination         Min    0.000000   1.974E-08   -0.008206    0.000000  -7.953E-06 
         ~79       COMB7 Combination         Max    0.000000  -2.481E-10   -0.007682    0.000000  -5.950E-06 
         ~79       COMB7 Combination         Min    0.000000  -2.481E-10   -0.007682    0.000000  -5.950E-06 
         ~79       COMB8 Combination         Max    0.000000  -4.369E-10   -0.008367    0.000000  -8.525E-06 
         ~79       COMB8 Combination         Min    0.000000  -4.369E-10   -0.008367    0.000000  -8.525E-06 
         ~79       COMB9 Combination         Max    0.000000  -3.345E-10   -0.007513    0.000000  -5.366E-06 
         ~79       COMB9 Combination         Min    0.000000  -3.345E-10   -0.007513    0.000000  -5.366E-06 
         ~79      COMB10 Combination         Max    0.000000   2.010E-08   -0.007527    0.000000  -5.821E-06 
         ~79      COMB10 Combination         Min    0.000000   2.010E-08   -0.007527    0.000000  -5.821E-06 
         ~79      COMB11 Combination         Max    0.000000  -5.232E-10   -0.008198    0.000000  -7.942E-06 
         ~79      COMB11 Combination         Min    0.000000  -5.232E-10   -0.008198    0.000000  -7.942E-06 
         ~79      COMB12 Combination         Max    0.000000   1.991E-08   -0.008212    0.000000  -8.397E-06 
         ~79      COMB12 Combination         Min    0.000000   1.991E-08   -0.008212    0.000000  -8.397E-06 
         ~79      COMB13 Combination         Max   3.687E-08   7.716E-08   -0.008361    0.000000  -7.569E-06 
         ~79      COMB13 Combination         Min  -3.687E-08  -7.820E-08   -0.008366    0.000000  -9.038E-06 
         ~79      COMB14 Combination         Max   2.863E-09   2.810E-07   -0.008318    0.000000  -6.590E-06 
         ~79      COMB14 Combination         Min  -2.863E-09  -2.821E-07   -0.008409    0.000000   -0.000010 
         ~79         INV Combination         Max   3.687E-08   2.810E-07   -0.007506    0.000000  -4.923E-06 
         ~79         INV Combination         Min  -3.687E-08  -2.821E-07   -0.008409    0.000000   -0.000010 
         ~80          PP   LinStatic                0.000000  -4.629E-11   -0.006052    0.000000  -5.133E-07 
         ~80        PERM   LinStatic                0.000000  -2.265E-10   -0.001624    0.000000  -2.161E-06 
         ~80        NEVE   LinStatic                0.000000  -1.550E-10   -0.000683    0.000000  -1.479E-06 
         ~80      VENTOX   LinStatic                0.000000  -7.191E-11    0.000169    0.000000   3.329E-07 
         ~80      VENTOY   LinStatic                0.000000   1.707E-08    0.000154    0.000000   5.300E-08 
         ~80      SISMAX LinRespSpec         Max   2.272E-08   4.523E-08   2.921E-06    0.000000   4.561E-07 
         ~80      SISMAY LinRespSpec         Max   1.764E-09   1.398E-07    0.000044    0.000000   1.056E-06 
         ~80        TERM   LinStatic                0.000000  -6.929E-11   3.040E-06    0.000000   1.371E-07 
         ~80       COMB1 Combination         Max    0.000000  -3.421E-10   -0.007672    0.000000  -2.537E-06 
         ~80       COMB1 Combination         Min    0.000000  -3.421E-10   -0.007672    0.000000  -2.537E-06 
         ~80       COMB2 Combination         Max    0.000000  -4.971E-10   -0.008356    0.000000  -4.016E-06 
         ~80       COMB2 Combination         Min    0.000000  -4.971E-10   -0.008356    0.000000  -4.016E-06 
         ~80       COMB3 Combination         Max    0.000000  -4.140E-10   -0.007504    0.000000  -2.204E-06 
         ~80       COMB3 Combination         Min    0.000000  -4.140E-10   -0.007504    0.000000  -2.204E-06 
         ~80       COMB4 Combination         Max    0.000000   1.673E-08   -0.007518    0.000000  -2.484E-06 
         ~80       COMB4 Combination         Min    0.000000   1.673E-08   -0.007518    0.000000  -2.484E-06 
         ~80       COMB5 Combination         Max    0.000000  -5.690E-10   -0.008187    0.000000  -3.683E-06 
         ~80       COMB5 Combination         Min    0.000000  -5.690E-10   -0.008187    0.000000  -3.683E-06 
         ~80       COMB6 Combination         Max    0.000000   1.657E-08   -0.008202    0.000000  -3.963E-06 
         ~80       COMB6 Combination         Min    0.000000   1.657E-08   -0.008202    0.000000  -3.963E-06 
         ~80       COMB7 Combination         Max    0.000000  -2.035E-10   -0.007679    0.000000  -2.811E-06 
         ~80       COMB7 Combination         Min    0.000000  -2.035E-10   -0.007679    0.000000  -2.811E-06 
         ~80       COMB8 Combination         Max    0.000000  -3.585E-10   -0.008362    0.000000  -4.291E-06 
         ~80       COMB8 Combination         Min    0.000000  -3.585E-10   -0.008362    0.000000  -4.291E-06 
         ~80       COMB9 Combination         Max    0.000000  -2.754E-10   -0.007510    0.000000  -2.479E-06 
         ~80       COMB9 Combination         Min    0.000000  -2.754E-10   -0.007510    0.000000  -2.479E-06 
         ~80      COMB10 Combination         Max    0.000000   1.687E-08   -0.007524    0.000000  -2.758E-06 
         ~80      COMB10 Combination         Min    0.000000   1.687E-08   -0.007524    0.000000  -2.758E-06 
         ~80      COMB11 Combination         Max    0.000000  -4.304E-10   -0.008193    0.000000  -3.958E-06 
         ~80      COMB11 Combination         Min    0.000000  -4.304E-10   -0.008193    0.000000  -3.958E-06 
         ~80      COMB12 Combination         Max    0.000000   1.671E-08   -0.008208    0.000000  -4.238E-06 
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         ~80      COMB12 Combination         Min    0.000000   1.671E-08   -0.008208    0.000000  -4.238E-06 
         ~80      COMB13 Combination         Max   2.272E-08   4.480E-08   -0.008356    0.000000  -3.697E-06 
         ~80      COMB13 Combination         Min  -2.272E-08  -4.566E-08   -0.008362    0.000000  -4.610E-06 
         ~80      COMB14 Combination         Max   1.764E-09   1.394E-07   -0.008315    0.000000  -3.097E-06 
         ~80      COMB14 Combination         Min  -1.764E-09  -1.402E-07   -0.008403    0.000000  -5.210E-06 
         ~80         INV Combination         Max   2.272E-08   1.394E-07   -0.007504    0.000000  -2.204E-06 
         ~80         INV Combination         Min  -2.272E-08  -1.402E-07   -0.008403    0.000000  -5.210E-06 
         ~81          PP   LinStatic                0.000000  -5.112E-11   -0.006047    0.000000  -6.387E-06 
         ~81        PERM   LinStatic                0.000000  -2.336E-10   -0.001619    0.000000  -4.163E-06 
         ~81        NEVE   LinStatic                0.000000  -1.598E-10   -0.000680    0.000000  -2.847E-06 
         ~81      VENTOX   LinStatic                0.000000  -7.132E-11    0.000168    0.000000   6.710E-07 
         ~81      VENTOY   LinStatic                0.000000  -1.691E-08    0.000181    0.000000   1.057E-06 
         ~81      SISMAX LinRespSpec         Max   2.746E-08   5.569E-08   3.596E-06    0.000000   4.992E-07 
         ~81      SISMAY LinRespSpec         Max   3.564E-09   1.334E-07    0.000042    0.000000   1.236E-06 
         ~81        TERM   LinStatic                0.000000  -7.482E-11   2.730E-06    0.000000   2.993E-07 
         ~81       COMB1 Combination         Max    0.000000  -3.595E-10   -0.007663    0.000000   -0.000010 
         ~81       COMB1 Combination         Min    0.000000  -3.595E-10   -0.007663    0.000000   -0.000010 
         ~81       COMB2 Combination         Max    0.000000  -5.194E-10   -0.008344    0.000000   -0.000013 
         ~81       COMB2 Combination         Min    0.000000  -5.194E-10   -0.008344    0.000000   -0.000013 
         ~81       COMB3 Combination         Max    0.000000  -4.309E-10   -0.007496    0.000000  -9.579E-06 
         ~81       COMB3 Combination         Min    0.000000  -4.309E-10   -0.007496    0.000000  -9.579E-06 
         ~81       COMB4 Combination         Max    0.000000  -1.727E-08   -0.007483    0.000000  -9.193E-06 
         ~81       COMB4 Combination         Min    0.000000  -1.727E-08   -0.007483    0.000000  -9.193E-06 
         ~81       COMB5 Combination         Max    0.000000  -5.907E-10   -0.008176    0.000000   -0.000012 
         ~81       COMB5 Combination         Min    0.000000  -5.907E-10   -0.008176    0.000000   -0.000012 
         ~81       COMB6 Combination         Max    0.000000  -1.743E-08   -0.008163    0.000000   -0.000012 
         ~81       COMB6 Combination         Min    0.000000  -1.743E-08   -0.008163    0.000000   -0.000012 
         ~81       COMB7 Combination         Max    0.000000  -2.099E-10   -0.007669    0.000000   -0.000011 
         ~81       COMB7 Combination         Min    0.000000  -2.099E-10   -0.007669    0.000000   -0.000011 
         ~81       COMB8 Combination         Max    0.000000  -3.697E-10   -0.008349    0.000000   -0.000014 
         ~81       COMB8 Combination         Min    0.000000  -3.697E-10   -0.008349    0.000000   -0.000014 
         ~81       COMB9 Combination         Max    0.000000  -2.812E-10   -0.007501    0.000000   -0.000010 
         ~81       COMB9 Combination         Min    0.000000  -2.812E-10   -0.007501    0.000000   -0.000010 
         ~81      COMB10 Combination         Max    0.000000  -1.712E-08   -0.007488    0.000000  -9.792E-06 
         ~81      COMB10 Combination         Min    0.000000  -1.712E-08   -0.007488    0.000000  -9.792E-06 
         ~81      COMB11 Combination         Max    0.000000  -4.410E-10   -0.008181    0.000000   -0.000013 
         ~81      COMB11 Combination         Min    0.000000  -4.410E-10   -0.008181    0.000000   -0.000013 
         ~81      COMB12 Combination         Max    0.000000  -1.728E-08   -0.008168    0.000000   -0.000013 
         ~81      COMB12 Combination         Min    0.000000  -1.728E-08   -0.008168    0.000000   -0.000013 
         ~81      COMB13 Combination         Max   2.746E-08   5.525E-08   -0.008343    0.000000   -0.000013 
         ~81      COMB13 Combination         Min  -2.746E-08  -5.613E-08   -0.008350    0.000000   -0.000014 
         ~81      COMB14 Combination         Max   3.564E-09   1.329E-07   -0.008304    0.000000   -0.000012 
         ~81      COMB14 Combination         Min  -3.564E-09  -1.338E-07   -0.008389    0.000000   -0.000015 
         ~81         INV Combination         Max   2.746E-08   1.329E-07   -0.007483    0.000000  -9.193E-06 
         ~81         INV Combination         Min  -2.746E-08  -1.338E-07   -0.008389    0.000000   -0.000015 
         ~82          PP   LinStatic                0.000000  -7.037E-11   -0.006038    0.000000  -9.156E-06 
         ~82        PERM   LinStatic                0.000000  -2.954E-10   -0.001614    0.000000  -6.428E-06 
         ~82        NEVE   LinStatic                0.000000  -2.021E-10   -0.000677    0.000000  -4.398E-06 
         ~82      VENTOX   LinStatic                0.000000  -8.470E-11    0.000167    0.000000   1.034E-06 
         ~82      VENTOY   LinStatic                0.000000  -1.995E-08    0.000180    0.000000   1.652E-06 
         ~82      SISMAX LinRespSpec         Max   4.457E-08   9.864E-08   4.215E-06    0.000000   8.054E-07 
         ~82      SISMAY LinRespSpec         Max   5.784E-09   2.729E-07    0.000041    0.000000   1.981E-06 
         ~82        TERM   LinStatic                0.000000  -1.000E-10   2.358E-06    0.000000   4.816E-07 
         ~82       COMB1 Combination         Max    0.000000  -4.658E-10   -0.007650    0.000000   -0.000015 
         ~82       COMB1 Combination         Min    0.000000  -4.658E-10   -0.007650    0.000000   -0.000015 
         ~82       COMB2 Combination         Max    0.000000  -6.679E-10   -0.008327    0.000000   -0.000020 
         ~82       COMB2 Combination         Min    0.000000  -6.679E-10   -0.008327    0.000000   -0.000020 
         ~82       COMB3 Combination         Max    0.000000  -5.505E-10   -0.007483    0.000000   -0.000014 
         ~82       COMB3 Combination         Min    0.000000  -5.505E-10   -0.007483    0.000000   -0.000014 
         ~82       COMB4 Combination         Max    0.000000  -2.042E-08   -0.007471    0.000000   -0.000013 
         ~82       COMB4 Combination         Min    0.000000  -2.042E-08   -0.007471    0.000000   -0.000013 
         ~82       COMB5 Combination         Max    0.000000  -7.526E-10   -0.008160    0.000000   -0.000018 
         ~82       COMB5 Combination         Min    0.000000  -7.526E-10   -0.008160    0.000000   -0.000018 
         ~82       COMB6 Combination         Max    0.000000  -2.062E-08   -0.008147    0.000000   -0.000018 
         ~82       COMB6 Combination         Min    0.000000  -2.062E-08   -0.008147    0.000000   -0.000018 
         ~82       COMB7 Combination         Max    0.000000  -2.658E-10   -0.007655    0.000000   -0.000016 
         ~82       COMB7 Combination         Min    0.000000  -2.658E-10   -0.007655    0.000000   -0.000016 
         ~82       COMB8 Combination         Max    0.000000  -4.679E-10   -0.008332    0.000000   -0.000020 
         ~82       COMB8 Combination         Min    0.000000  -4.679E-10   -0.008332    0.000000   -0.000020 
         ~82       COMB9 Combination         Max    0.000000  -3.505E-10   -0.007488    0.000000   -0.000015 
         ~82       COMB9 Combination         Min    0.000000  -3.505E-10   -0.007488    0.000000   -0.000015 
         ~82      COMB10 Combination         Max    0.000000  -2.022E-08   -0.007475    0.000000   -0.000014 
         ~82      COMB10 Combination         Min    0.000000  -2.022E-08   -0.007475    0.000000   -0.000014 
         ~82      COMB11 Combination         Max    0.000000  -5.526E-10   -0.008165    0.000000   -0.000019 
         ~82      COMB11 Combination         Min    0.000000  -5.526E-10   -0.008165    0.000000   -0.000019 
         ~82      COMB12 Combination         Max    0.000000  -2.042E-08   -0.008152    0.000000   -0.000019 
         ~82      COMB12 Combination         Min    0.000000  -2.042E-08   -0.008152    0.000000   -0.000019 
         ~82      COMB13 Combination         Max   4.457E-08   9.807E-08   -0.008325    0.000000   -0.000019 
         ~82      COMB13 Combination         Min  -4.457E-08  -9.921E-08   -0.008334    0.000000   -0.000021 
         ~82      COMB14 Combination         Max   5.784E-09   2.724E-07   -0.008288    0.000000   -0.000018 
         ~82      COMB14 Combination         Min  -5.784E-09  -2.735E-07   -0.008370    0.000000   -0.000022 
         ~82         INV Combination         Max   4.457E-08   2.724E-07   -0.007471    0.000000   -0.000013 
         ~82         INV Combination         Min  -4.457E-08  -2.735E-07   -0.008370    0.000000   -0.000022 
         ~83          PP   LinStatic                0.000000  -6.403E-11   -0.006031    0.000000  -8.029E-06 
         ~83        PERM   LinStatic                0.000000  -2.406E-10   -0.001609    0.000000  -6.152E-06 
         ~83        NEVE   LinStatic                0.000000  -1.646E-10   -0.000673    0.000000  -4.209E-06 
         ~83      VENTOX   LinStatic                0.000000  -6.257E-11    0.000166    0.000000   9.876E-07 
         ~83      VENTOY   LinStatic                0.000000  -1.458E-08    0.000178    0.000000   1.602E-06 
         ~83      SISMAX LinRespSpec         Max   4.457E-08   9.886E-08   4.912E-06    0.000000   8.066E-07 
         ~83      SISMAY LinRespSpec         Max   5.784E-09   2.745E-07    0.000039    0.000000   1.971E-06 
         ~83        TERM   LinStatic                0.000000  -8.775E-11   1.940E-06    0.000000   4.810E-07 
         ~83       COMB1 Combination         Max    0.000000  -3.924E-10   -0.007638    0.000000   -0.000014 
         ~83       COMB1 Combination         Min    0.000000  -3.924E-10   -0.007638    0.000000   -0.000014 
         ~83       COMB2 Combination         Max    0.000000  -5.570E-10   -0.008311    0.000000   -0.000018 
         ~83       COMB2 Combination         Min    0.000000  -5.570E-10   -0.008311    0.000000   -0.000018 
         ~83       COMB3 Combination         Max    0.000000  -4.550E-10   -0.007472    0.000000   -0.000013 
         ~83       COMB3 Combination         Min    0.000000  -4.550E-10   -0.007472    0.000000   -0.000013 
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         ~83       COMB4 Combination         Max    0.000000  -1.498E-08   -0.007460    0.000000   -0.000012 
         ~83       COMB4 Combination         Min    0.000000  -1.498E-08   -0.007460    0.000000   -0.000012 
         ~83       COMB5 Combination         Max    0.000000  -6.196E-10   -0.008145    0.000000   -0.000017 
         ~83       COMB5 Combination         Min    0.000000  -6.196E-10   -0.008145    0.000000   -0.000017 
         ~83       COMB6 Combination         Max    0.000000  -1.514E-08   -0.008133    0.000000   -0.000016 
         ~83       COMB6 Combination         Min    0.000000  -1.514E-08   -0.008133    0.000000   -0.000016 
         ~83       COMB7 Combination         Max    0.000000  -2.169E-10   -0.007642    0.000000   -0.000015 
         ~83       COMB7 Combination         Min    0.000000  -2.169E-10   -0.007642    0.000000   -0.000015 
         ~83       COMB8 Combination         Max    0.000000  -3.815E-10   -0.008315    0.000000   -0.000019 
         ~83       COMB8 Combination         Min    0.000000  -3.815E-10   -0.008315    0.000000   -0.000019 
         ~83       COMB9 Combination         Max    0.000000  -2.795E-10   -0.007475    0.000000   -0.000014 
         ~83       COMB9 Combination         Min    0.000000  -2.795E-10   -0.007475    0.000000   -0.000014 
         ~83      COMB10 Combination         Max    0.000000  -1.480E-08   -0.007463    0.000000   -0.000013 
         ~83      COMB10 Combination         Min    0.000000  -1.480E-08   -0.007463    0.000000   -0.000013 
         ~83      COMB11 Combination         Max    0.000000  -4.441E-10   -0.008148    0.000000   -0.000018 
         ~83      COMB11 Combination         Min    0.000000  -4.441E-10   -0.008148    0.000000   -0.000018 
         ~83      COMB12 Combination         Max    0.000000  -1.496E-08   -0.008137    0.000000   -0.000017 
         ~83      COMB12 Combination         Min    0.000000  -1.496E-08   -0.008137    0.000000   -0.000017 
         ~83      COMB13 Combination         Max   4.457E-08   9.839E-08   -0.008308    0.000000   -0.000018 
         ~83      COMB13 Combination         Min  -4.457E-08  -9.933E-08   -0.008318    0.000000   -0.000019 
         ~83      COMB14 Combination         Max   5.784E-09   2.740E-07   -0.008274    0.000000   -0.000016 
         ~83      COMB14 Combination         Min  -5.784E-09  -2.749E-07   -0.008352    0.000000   -0.000020 
         ~83         INV Combination         Max   4.457E-08   2.740E-07   -0.007460    0.000000   -0.000012 
         ~83         INV Combination         Min  -4.457E-08  -2.749E-07   -0.008352    0.000000   -0.000020 
         ~84          PP   LinStatic                0.000000  -3.831E-11   -0.006026    0.000000  -4.281E-06 
         ~84        PERM   LinStatic                0.000000  -1.231E-10   -0.001604    0.000000  -3.646E-06 
         ~84        NEVE   LinStatic                0.000000  -8.422E-11   -0.000670    0.000000  -2.495E-06 
         ~84      VENTOX   LinStatic                0.000000  -2.667E-11    0.000165    0.000000   5.841E-07 
         ~84      VENTOY   LinStatic                0.000000  -6.073E-09    0.000177    0.000000   9.633E-07 
         ~84      SISMAX LinRespSpec         Max   2.746E-08   5.736E-08   5.536E-06    0.000000   5.014E-07 
         ~84      SISMAY LinRespSpec         Max   3.564E-09   1.342E-07    0.000038    0.000000   1.217E-06 
         ~84        TERM   LinStatic                0.000000  -5.011E-11   1.569E-06    0.000000   2.982E-07 
         ~84       COMB1 Combination         Max    0.000000  -2.115E-10   -0.007629    0.000000  -7.629E-06 
         ~84       COMB1 Combination         Min    0.000000  -2.115E-10   -0.007629    0.000000  -7.629E-06 
         ~84       COMB2 Combination         Max    0.000000  -2.957E-10   -0.008299    0.000000   -0.000010 
         ~84       COMB2 Combination         Min    0.000000  -2.957E-10   -0.008299    0.000000   -0.000010 
         ~84       COMB3 Combination         Max    0.000000  -2.382E-10   -0.007463    0.000000  -7.045E-06 
         ~84       COMB3 Combination         Min    0.000000  -2.382E-10   -0.007463    0.000000  -7.045E-06 
         ~84       COMB4 Combination         Max    0.000000  -6.284E-09   -0.007452    0.000000  -6.666E-06 
         ~84       COMB4 Combination         Min    0.000000  -6.284E-09   -0.007452    0.000000  -6.666E-06 
         ~84       COMB5 Combination         Max    0.000000  -3.224E-10   -0.008133    0.000000  -9.541E-06 
         ~84       COMB5 Combination         Min    0.000000  -3.224E-10   -0.008133    0.000000  -9.541E-06 
         ~84       COMB6 Combination         Max    0.000000  -6.369E-09   -0.008122    0.000000  -9.161E-06 
         ~84       COMB6 Combination         Min    0.000000  -6.369E-09   -0.008122    0.000000  -9.161E-06 
         ~84       COMB7 Combination         Max    0.000000  -1.113E-10   -0.007632    0.000000  -8.226E-06 
         ~84       COMB7 Combination         Min    0.000000  -1.113E-10   -0.007632    0.000000  -8.226E-06 
         ~84       COMB8 Combination         Max    0.000000  -1.955E-10   -0.008302    0.000000   -0.000011 
         ~84       COMB8 Combination         Min    0.000000  -1.955E-10   -0.008302    0.000000   -0.000011 
         ~84       COMB9 Combination         Max    0.000000  -1.380E-10   -0.007466    0.000000  -7.642E-06 
         ~84       COMB9 Combination         Min    0.000000  -1.380E-10   -0.007466    0.000000  -7.642E-06 
         ~84      COMB10 Combination         Max    0.000000  -6.184E-09   -0.007455    0.000000  -7.262E-06 
         ~84      COMB10 Combination         Min    0.000000  -6.184E-09   -0.007455    0.000000  -7.262E-06 
         ~84      COMB11 Combination         Max    0.000000  -2.222E-10   -0.008136    0.000000   -0.000010 
         ~84      COMB11 Combination         Min    0.000000  -2.222E-10   -0.008136    0.000000   -0.000010 
         ~84      COMB12 Combination         Max    0.000000  -6.268E-09   -0.008125    0.000000  -9.758E-06 
         ~84      COMB12 Combination         Min    0.000000  -6.268E-09   -0.008125    0.000000  -9.758E-06 
         ~84      COMB13 Combination         Max   2.746E-08   5.711E-08   -0.008295    0.000000  -9.921E-06 
         ~84      COMB13 Combination         Min  -2.746E-08  -5.760E-08   -0.008306    0.000000   -0.000011 
         ~84      COMB14 Combination         Max   3.564E-09   1.340E-07   -0.008263    0.000000  -9.206E-06 
         ~84      COMB14 Combination         Min  -3.564E-09  -1.345E-07   -0.008338    0.000000   -0.000012 
         ~84         INV Combination         Max   2.746E-08   1.340E-07   -0.007452    0.000000  -6.666E-06 
         ~84         INV Combination         Min  -2.746E-08  -1.345E-07   -0.008338    0.000000   -0.000012 
         ~85          PP   LinStatic                0.000000   9.526E-11   -0.006021    0.000000  -3.404E-06 
         ~85        PERM   LinStatic                0.000000   2.472E-10   -0.001599    0.000000  -3.629E-06 
         ~85        NEVE   LinStatic                0.000000   1.691E-10   -0.000666    0.000000  -2.483E-06 
         ~85      VENTOX   LinStatic                0.000000   9.936E-12    0.000165    0.000000   5.959E-07 
         ~85      VENTOY   LinStatic                0.000000   5.404E-09    0.000176    0.000000   9.616E-07 
         ~85      SISMAX LinRespSpec         Max   2.126E-08   7.216E-08   6.352E-06    0.000000   6.511E-07 
         ~85      SISMAY LinRespSpec         Max   3.531E-09   1.192E-07    0.000036    0.000000   1.249E-06 
         ~85        TERM   LinStatic                0.000000   1.039E-10   9.810E-07    0.000000   5.307E-07 
         ~85       COMB1 Combination         Max    0.000000   4.463E-10   -0.007619    0.000000  -6.503E-06 
         ~85       COMB1 Combination         Min    0.000000   4.463E-10   -0.007619    0.000000  -6.503E-06 
         ~85       COMB2 Combination         Max    0.000000   6.154E-10   -0.008285    0.000000  -8.985E-06 
         ~85       COMB2 Combination         Min    0.000000   6.154E-10   -0.008285    0.000000  -8.985E-06 
         ~85       COMB3 Combination         Max    0.000000   4.562E-10   -0.007454    0.000000  -5.907E-06 
         ~85       COMB3 Combination         Min    0.000000   4.562E-10   -0.007454    0.000000  -5.907E-06 
         ~85       COMB4 Combination         Max    0.000000   5.850E-09   -0.007443    0.000000  -5.541E-06 
         ~85       COMB4 Combination         Min    0.000000   5.850E-09   -0.007443    0.000000  -5.541E-06 
         ~85       COMB5 Combination         Max    0.000000   6.253E-10   -0.008120    0.000000  -8.389E-06 
         ~85       COMB5 Combination         Min    0.000000   6.253E-10   -0.008120    0.000000  -8.389E-06 
         ~85       COMB6 Combination         Max    0.000000   6.019E-09   -0.008109    0.000000  -8.024E-06 
         ~85       COMB6 Combination         Min    0.000000   6.019E-09   -0.008109    0.000000  -8.024E-06 
         ~85       COMB7 Combination         Max    0.000000   2.386E-10   -0.007621    0.000000  -7.564E-06 
         ~85       COMB7 Combination         Min    0.000000   2.386E-10   -0.007621    0.000000  -7.564E-06 
         ~85       COMB8 Combination         Max    0.000000   4.077E-10   -0.008287    0.000000   -0.000010 
         ~85       COMB8 Combination         Min    0.000000   4.077E-10   -0.008287    0.000000   -0.000010 
         ~85       COMB9 Combination         Max    0.000000   2.485E-10   -0.007456    0.000000  -6.968E-06 
         ~85       COMB9 Combination         Min    0.000000   2.485E-10   -0.007456    0.000000  -6.968E-06 
         ~85      COMB10 Combination         Max    0.000000   5.642E-09   -0.007445    0.000000  -6.603E-06 
         ~85      COMB10 Combination         Min    0.000000   5.642E-09   -0.007445    0.000000  -6.603E-06 
         ~85      COMB11 Combination         Max    0.000000   4.176E-10   -0.008122    0.000000  -9.451E-06 
         ~85      COMB11 Combination         Min    0.000000   4.176E-10   -0.008122    0.000000  -9.451E-06 
         ~85      COMB12 Combination         Max    0.000000   5.812E-09   -0.008111    0.000000  -9.085E-06 
         ~85      COMB12 Combination         Min    0.000000   5.812E-09   -0.008111    0.000000  -9.085E-06 
         ~85      COMB13 Combination         Max   2.126E-08   7.267E-08   -0.008280    0.000000  -8.865E-06 
         ~85      COMB13 Combination         Min  -2.126E-08  -7.164E-08   -0.008292    0.000000   -0.000010 
         ~85      COMB14 Combination         Max   3.531E-09   1.197E-07   -0.008250    0.000000  -8.267E-06 
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         ~85      COMB14 Combination         Min  -3.531E-09  -1.187E-07   -0.008322    0.000000   -0.000011 
         ~85         INV Combination         Max   2.126E-08   1.197E-07   -0.007443    0.000000  -5.541E-06 
         ~85         INV Combination         Min  -2.126E-08  -1.187E-07   -0.008322    0.000000   -0.000011 
         ~86          PP   LinStatic                0.000000   2.219E-10   -0.006016    0.000000  -4.357E-06 
         ~86        PERM   LinStatic                0.000000   5.845E-10   -0.001594    0.000000  -5.574E-06 
         ~86        NEVE   LinStatic                0.000000   3.999E-10   -0.000663    0.000000  -3.814E-06 
         ~86      VENTOX   LinStatic                0.000000   1.618E-11    0.000164    0.000000   9.141E-07 
         ~86      VENTOY   LinStatic                0.000000   1.273E-08    0.000174    0.000000   1.500E-06 
         ~86      SISMAX LinRespSpec         Max   3.451E-08   1.279E-07   7.161E-06    0.000000   1.051E-06 
         ~86      SISMAY LinRespSpec         Max   5.731E-09   2.563E-07    0.000034    0.000000   2.004E-06 
         ~86        TERM   LinStatic                0.000000   2.367E-10   3.203E-07    0.000000   8.550E-07 
         ~86       COMB1 Combination         Max    0.000000   1.043E-09   -0.007610    0.000000  -9.077E-06 
         ~86       COMB1 Combination         Min    0.000000   1.043E-09   -0.007610    0.000000  -9.077E-06 
         ~86       COMB2 Combination         Max    0.000000   1.443E-09   -0.008273    0.000000   -0.000013 
         ~86       COMB2 Combination         Min    0.000000   1.443E-09   -0.008273    0.000000   -0.000013 
         ~86       COMB3 Combination         Max    0.000000   1.059E-09   -0.007446    0.000000  -8.162E-06 
         ~86       COMB3 Combination         Min    0.000000   1.059E-09   -0.007446    0.000000  -8.162E-06 
         ~86       COMB4 Combination         Max    0.000000   1.377E-08   -0.007436    0.000000  -7.576E-06 
         ~86       COMB4 Combination         Min    0.000000   1.377E-08   -0.007436    0.000000  -7.576E-06 
         ~86       COMB5 Combination         Max    0.000000   1.459E-09   -0.008110    0.000000   -0.000012 
         ~86       COMB5 Combination         Min    0.000000   1.459E-09   -0.008110    0.000000   -0.000012 
         ~86       COMB6 Combination         Max    0.000000   1.417E-08   -0.008099    0.000000   -0.000011 
         ~86       COMB6 Combination         Min    0.000000   1.417E-08   -0.008099    0.000000   -0.000011 
         ~86       COMB7 Combination         Max    0.000000   5.696E-10   -0.007611    0.000000   -0.000011 
         ~86       COMB7 Combination         Min    0.000000   5.696E-10   -0.007611    0.000000   -0.000011 
         ~86       COMB8 Combination         Max    0.000000   9.696E-10   -0.008274    0.000000   -0.000015 
         ~86       COMB8 Combination         Min    0.000000   9.696E-10   -0.008274    0.000000   -0.000015 
         ~86       COMB9 Combination         Max    0.000000   5.858E-10   -0.007447    0.000000  -9.872E-06 
         ~86       COMB9 Combination         Min    0.000000   5.858E-10   -0.007447    0.000000  -9.872E-06 
         ~86      COMB10 Combination         Max    0.000000   1.330E-08   -0.007436    0.000000  -9.286E-06 
         ~86      COMB10 Combination         Min    0.000000   1.330E-08   -0.007436    0.000000  -9.286E-06 
         ~86      COMB11 Combination         Max    0.000000   9.857E-10   -0.008110    0.000000   -0.000014 
         ~86      COMB11 Combination         Min    0.000000   9.857E-10   -0.008110    0.000000   -0.000014 
         ~86      COMB12 Combination         Max    0.000000   1.370E-08   -0.008100    0.000000   -0.000013 
         ~86      COMB12 Combination         Min    0.000000   1.370E-08   -0.008100    0.000000   -0.000013 
         ~86      COMB13 Combination         Max   3.451E-08   1.291E-07   -0.008267    0.000000   -0.000013 
         ~86      COMB13 Combination         Min  -3.451E-08  -1.267E-07   -0.008281    0.000000   -0.000015 
         ~86      COMB14 Combination         Max   5.731E-09   2.575E-07   -0.008239    0.000000   -0.000012 
         ~86      COMB14 Combination         Min  -5.731E-09  -2.551E-07   -0.008308    0.000000   -0.000016 
         ~86         INV Combination         Max   3.451E-08   2.575E-07   -0.007436    0.000000  -7.576E-06 
         ~86         INV Combination         Min  -3.451E-08  -2.551E-07   -0.008308    0.000000   -0.000016 
         ~87          PP   LinStatic                0.000000   2.993E-10   -0.006013    0.000000  -3.236E-06 
         ~87        PERM   LinStatic                0.000000   7.942E-10   -0.001590    0.000000  -5.303E-06 
         ~87        NEVE   LinStatic                0.000000   5.434E-10   -0.000660    0.000000  -3.629E-06 
         ~87      VENTOX   LinStatic                0.000000   1.741E-11    0.000163    0.000000   8.684E-07 
         ~87      VENTOY   LinStatic                0.000000   1.726E-08    0.000173    0.000000   1.452E-06 
         ~87      SISMAX LinRespSpec         Max   3.451E-08   1.276E-07   8.073E-06    0.000000   1.053E-06 
         ~87      SISMAY LinRespSpec         Max   5.731E-09   2.671E-07    0.000033    0.000000   1.995E-06 
         ~87        TERM   LinStatic                0.000000   3.161E-10  -4.214E-07    0.000000   8.550E-07 
         ~87       COMB1 Combination         Max    0.000000   1.410E-09   -0.007603    0.000000  -7.684E-06 
         ~87       COMB1 Combination         Min    0.000000   1.410E-09   -0.007603    0.000000  -7.684E-06 
         ~87       COMB2 Combination         Max    0.000000   1.953E-09   -0.008263    0.000000   -0.000011 
         ~87       COMB2 Combination         Min    0.000000   1.953E-09   -0.008263    0.000000   -0.000011 
         ~87       COMB3 Combination         Max    0.000000   1.427E-09   -0.007440    0.000000  -6.816E-06 
         ~87       COMB3 Combination         Min    0.000000   1.427E-09   -0.007440    0.000000  -6.816E-06 
         ~87       COMB4 Combination         Max    0.000000   1.867E-08   -0.007430    0.000000  -6.232E-06 
         ~87       COMB4 Combination         Min    0.000000   1.867E-08   -0.007430    0.000000  -6.232E-06 
         ~87       COMB5 Combination         Max    0.000000   1.971E-09   -0.008100    0.000000   -0.000010 
         ~87       COMB5 Combination         Min    0.000000   1.971E-09   -0.008100    0.000000   -0.000010 
         ~87       COMB6 Combination         Max    0.000000   1.922E-08   -0.008090    0.000000  -9.861E-06 
         ~87       COMB6 Combination         Min    0.000000   1.922E-08   -0.008090    0.000000  -9.861E-06 
         ~87       COMB7 Combination         Max    0.000000   7.775E-10   -0.007602    0.000000  -9.394E-06 
         ~87       COMB7 Combination         Min    0.000000   7.775E-10   -0.007602    0.000000  -9.394E-06 
         ~87       COMB8 Combination         Max    0.000000   1.321E-09   -0.008262    0.000000   -0.000013 
         ~87       COMB8 Combination         Min    0.000000   1.321E-09   -0.008262    0.000000   -0.000013 
         ~87       COMB9 Combination         Max    0.000000   7.949E-10   -0.007439    0.000000  -8.526E-06 
         ~87       COMB9 Combination         Min    0.000000   7.949E-10   -0.007439    0.000000  -8.526E-06 
         ~87      COMB10 Combination         Max    0.000000   1.804E-08   -0.007429    0.000000  -7.942E-06 
         ~87      COMB10 Combination         Min    0.000000   1.804E-08   -0.007429    0.000000  -7.942E-06 
         ~87      COMB11 Combination         Max    0.000000   1.338E-09   -0.008099    0.000000   -0.000012 
         ~87      COMB11 Combination         Min    0.000000   1.338E-09   -0.008099    0.000000   -0.000012 
         ~87      COMB12 Combination         Max    0.000000   1.859E-08   -0.008089    0.000000   -0.000012 
         ~87      COMB12 Combination         Min    0.000000   1.859E-08   -0.008089    0.000000   -0.000012 
         ~87      COMB13 Combination         Max   3.451E-08   1.292E-07   -0.008254    0.000000   -0.000011 
         ~87      COMB13 Combination         Min  -3.451E-08  -1.259E-07   -0.008271    0.000000   -0.000013 
         ~87      COMB14 Combination         Max   5.731E-09   2.688E-07   -0.008230    0.000000   -0.000010 
         ~87      COMB14 Combination         Min  -5.731E-09  -2.655E-07   -0.008295    0.000000   -0.000014 
         ~87         INV Combination         Max   3.451E-08   2.688E-07   -0.007429    0.000000  -6.232E-06 
         ~87         INV Combination         Min  -3.451E-08  -2.655E-07   -0.008295    0.000000   -0.000014 
         ~88          PP   LinStatic                0.000000   2.515E-10   -0.006011    0.000000  -1.309E-06 
         ~88        PERM   LinStatic                0.000000   6.703E-10   -0.001586    0.000000  -3.123E-06 
         ~88        NEVE   LinStatic                0.000000   4.586E-10   -0.000657    0.000000  -2.137E-06 
         ~88      VENTOX   LinStatic                0.000000   1.241E-11    0.000162    0.000000   5.106E-07 
         ~88      VENTOY   LinStatic                0.000000   1.455E-08    0.000172    0.000000   8.710E-07 
         ~88      SISMAX LinRespSpec         Max   2.126E-08   7.354E-08   8.888E-06    0.000000   6.548E-07 
         ~88      SISMAY LinRespSpec         Max   3.531E-09   1.404E-07    0.000031    0.000000   1.233E-06 
         ~88        TERM   LinStatic                0.000000   2.640E-10  -1.082E-06    0.000000   5.307E-07 
         ~88       COMB1 Combination         Max    0.000000   1.186E-09   -0.007598    0.000000  -3.902E-06 
         ~88       COMB1 Combination         Min    0.000000   1.186E-09   -0.007598    0.000000  -3.902E-06 
         ~88       COMB2 Combination         Max    0.000000   1.644E-09   -0.008256    0.000000  -6.039E-06 
         ~88       COMB2 Combination         Min    0.000000   1.644E-09   -0.008256    0.000000  -6.039E-06 
         ~88       COMB3 Combination         Max    0.000000   1.198E-09   -0.007436    0.000000  -3.391E-06 
         ~88       COMB3 Combination         Min    0.000000   1.198E-09   -0.007436    0.000000  -3.391E-06 
         ~88       COMB4 Combination         Max    0.000000   1.574E-08   -0.007426    0.000000  -3.030E-06 
         ~88       COMB4 Combination         Min    0.000000   1.574E-08   -0.007426    0.000000  -3.030E-06 
         ~88       COMB5 Combination         Max    0.000000   1.657E-09   -0.008093    0.000000  -5.528E-06 
         ~88       COMB5 Combination         Min    0.000000   1.657E-09   -0.008093    0.000000  -5.528E-06 
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         ~88       COMB6 Combination         Max    0.000000   1.620E-08   -0.008084    0.000000  -5.168E-06 
         ~88       COMB6 Combination         Min    0.000000   1.620E-08   -0.008084    0.000000  -5.168E-06 
         ~88       COMB7 Combination         Max    0.000000   6.578E-10   -0.007596    0.000000  -4.963E-06 
         ~88       COMB7 Combination         Min    0.000000   6.578E-10   -0.007596    0.000000  -4.963E-06 
         ~88       COMB8 Combination         Max    0.000000   1.116E-09   -0.008254    0.000000  -7.100E-06 
         ~88       COMB8 Combination         Min    0.000000   1.116E-09   -0.008254    0.000000  -7.100E-06 
         ~88       COMB9 Combination         Max    0.000000   6.702E-10   -0.007434    0.000000  -4.452E-06 
         ~88       COMB9 Combination         Min    0.000000   6.702E-10   -0.007434    0.000000  -4.452E-06 
         ~88      COMB10 Combination         Max    0.000000   1.521E-08   -0.007424    0.000000  -4.092E-06 
         ~88      COMB10 Combination         Min    0.000000   1.521E-08   -0.007424    0.000000  -4.092E-06 
         ~88      COMB11 Combination         Max    0.000000   1.129E-09   -0.008091    0.000000  -6.590E-06 
         ~88      COMB11 Combination         Min    0.000000   1.129E-09   -0.008091    0.000000  -6.590E-06 
         ~88      COMB12 Combination         Max    0.000000   1.567E-08   -0.008082    0.000000  -6.229E-06 
         ~88      COMB12 Combination         Min    0.000000   1.567E-08   -0.008082    0.000000  -6.229E-06 
         ~88      COMB13 Combination         Max   2.126E-08   7.492E-08   -0.008246    0.000000  -5.915E-06 
         ~88      COMB13 Combination         Min  -2.126E-08  -7.216E-08   -0.008264    0.000000  -7.225E-06 
         ~88      COMB14 Combination         Max   3.531E-09   1.418E-07   -0.008224    0.000000  -5.337E-06 
         ~88      COMB14 Combination         Min  -3.531E-09  -1.390E-07   -0.008286    0.000000  -7.802E-06 
         ~88         INV Combination         Max   2.126E-08   1.418E-07   -0.007424    0.000000  -3.030E-06 
         ~88         INV Combination         Min  -2.126E-08  -1.390E-07   -0.008286    0.000000  -7.802E-06 
         ~89          PP   LinStatic                0.000000   5.112E-11   -0.006047    0.000000  -6.387E-06 
         ~89        PERM   LinStatic                0.000000   2.336E-10   -0.001619    0.000000  -4.163E-06 
         ~89        NEVE   LinStatic                0.000000   1.598E-10   -0.000680    0.000000  -2.847E-06 
         ~89      VENTOX   LinStatic                0.000000   7.132E-11    0.000168    0.000000   6.710E-07 
         ~89      VENTOY   LinStatic                0.000000  -1.694E-08    0.000154    0.000000   3.475E-07 
         ~89      SISMAX LinRespSpec         Max   1.826E-08   5.569E-08   3.596E-06    0.000000   4.992E-07 
         ~89      SISMAY LinRespSpec         Max   7.933E-09   1.334E-07    0.000042    0.000000   1.236E-06 
         ~89        TERM   LinStatic                0.000000   7.482E-11   2.730E-06    0.000000   2.993E-07 
         ~89       COMB1 Combination         Max    0.000000   3.595E-10   -0.007663    0.000000   -0.000010 
         ~89       COMB1 Combination         Min    0.000000   3.595E-10   -0.007663    0.000000   -0.000010 
         ~89       COMB2 Combination         Max    0.000000   5.194E-10   -0.008344    0.000000   -0.000013 
         ~89       COMB2 Combination         Min    0.000000   5.194E-10   -0.008344    0.000000   -0.000013 
         ~89       COMB3 Combination         Max    0.000000   4.309E-10   -0.007496    0.000000  -9.579E-06 
         ~89       COMB3 Combination         Min    0.000000   4.309E-10   -0.007496    0.000000  -9.579E-06 
         ~89       COMB4 Combination         Max    0.000000  -1.658E-08   -0.007509    0.000000  -9.903E-06 
         ~89       COMB4 Combination         Min    0.000000  -1.658E-08   -0.007509    0.000000  -9.903E-06 
         ~89       COMB5 Combination         Max    0.000000   5.907E-10   -0.008176    0.000000   -0.000012 
         ~89       COMB5 Combination         Min    0.000000   5.907E-10   -0.008176    0.000000   -0.000012 
         ~89       COMB6 Combination         Max    0.000000  -1.642E-08   -0.008190    0.000000   -0.000013 
         ~89       COMB6 Combination         Min    0.000000  -1.642E-08   -0.008190    0.000000   -0.000013 
         ~89       COMB7 Combination         Max    0.000000   2.099E-10   -0.007669    0.000000   -0.000011 
         ~89       COMB7 Combination         Min    0.000000   2.099E-10   -0.007669    0.000000   -0.000011 
         ~89       COMB8 Combination         Max    0.000000   3.697E-10   -0.008349    0.000000   -0.000014 
         ~89       COMB8 Combination         Min    0.000000   3.697E-10   -0.008349    0.000000   -0.000014 
         ~89       COMB9 Combination         Max    0.000000   2.812E-10   -0.007501    0.000000   -0.000010 
         ~89       COMB9 Combination         Min    0.000000   2.812E-10   -0.007501    0.000000   -0.000010 
         ~89      COMB10 Combination         Max    0.000000  -1.673E-08   -0.007515    0.000000   -0.000011 
         ~89      COMB10 Combination         Min    0.000000  -1.673E-08   -0.007515    0.000000   -0.000011 
         ~89      COMB11 Combination         Max    0.000000   4.410E-10   -0.008181    0.000000   -0.000013 
         ~89      COMB11 Combination         Min    0.000000   4.410E-10   -0.008181    0.000000   -0.000013 
         ~89      COMB12 Combination         Max    0.000000  -1.657E-08   -0.008195    0.000000   -0.000013 
         ~89      COMB12 Combination         Min    0.000000  -1.657E-08   -0.008195    0.000000   -0.000013 
         ~89      COMB13 Combination         Max   1.826E-08   5.613E-08   -0.008343    0.000000   -0.000013 
         ~89      COMB13 Combination         Min  -1.826E-08  -5.525E-08   -0.008350    0.000000   -0.000014 
         ~89      COMB14 Combination         Max   7.933E-09   1.338E-07   -0.008304    0.000000   -0.000012 
         ~89      COMB14 Combination         Min  -7.933E-09  -1.329E-07   -0.008389    0.000000   -0.000015 
         ~89         INV Combination         Max   1.826E-08   1.338E-07   -0.007496    0.000000  -9.579E-06 
         ~89         INV Combination         Min  -1.826E-08  -1.329E-07   -0.008389    0.000000   -0.000015 
         ~90          PP   LinStatic                0.000000   7.037E-11   -0.006038    0.000000  -9.156E-06 
         ~90        PERM   LinStatic                0.000000   2.954E-10   -0.001614    0.000000  -6.428E-06 
         ~90        NEVE   LinStatic                0.000000   2.021E-10   -0.000677    0.000000  -4.398E-06 
         ~90      VENTOX   LinStatic                0.000000   8.470E-11    0.000167    0.000000   1.034E-06 
         ~90      VENTOY   LinStatic                0.000000  -1.998E-08    0.000154    0.000000   5.168E-07 
         ~90      SISMAX LinRespSpec         Max   2.964E-08   9.864E-08   4.215E-06    0.000000   8.054E-07 
         ~90      SISMAY LinRespSpec         Max   1.287E-08   2.729E-07    0.000041    0.000000   1.981E-06 
         ~90        TERM   LinStatic                0.000000   1.000E-10   2.358E-06    0.000000   4.816E-07 
         ~90       COMB1 Combination         Max    0.000000   4.658E-10   -0.007650    0.000000   -0.000015 
         ~90       COMB1 Combination         Min    0.000000   4.658E-10   -0.007650    0.000000   -0.000015 
         ~90       COMB2 Combination         Max    0.000000   6.679E-10   -0.008327    0.000000   -0.000020 
         ~90       COMB2 Combination         Min    0.000000   6.679E-10   -0.008327    0.000000   -0.000020 
         ~90       COMB3 Combination         Max    0.000000   5.505E-10   -0.007483    0.000000   -0.000014 
         ~90       COMB3 Combination         Min    0.000000   5.505E-10   -0.007483    0.000000   -0.000014 
         ~90       COMB4 Combination         Max    0.000000  -1.951E-08   -0.007497    0.000000   -0.000015 
         ~90       COMB4 Combination         Min    0.000000  -1.951E-08   -0.007497    0.000000   -0.000015 
         ~90       COMB5 Combination         Max    0.000000   7.526E-10   -0.008160    0.000000   -0.000018 
         ~90       COMB5 Combination         Min    0.000000   7.526E-10   -0.008160    0.000000   -0.000018 
         ~90       COMB6 Combination         Max    0.000000  -1.931E-08   -0.008173    0.000000   -0.000019 
         ~90       COMB6 Combination         Min    0.000000  -1.931E-08   -0.008173    0.000000   -0.000019 
         ~90       COMB7 Combination         Max    0.000000   2.658E-10   -0.007655    0.000000   -0.000016 
         ~90       COMB7 Combination         Min    0.000000   2.658E-10   -0.007655    0.000000   -0.000016 
         ~90       COMB8 Combination         Max    0.000000   4.679E-10   -0.008332    0.000000   -0.000020 
         ~90       COMB8 Combination         Min    0.000000   4.679E-10   -0.008332    0.000000   -0.000020 
         ~90       COMB9 Combination         Max    0.000000   3.505E-10   -0.007488    0.000000   -0.000015 
         ~90       COMB9 Combination         Min    0.000000   3.505E-10   -0.007488    0.000000   -0.000015 
         ~90      COMB10 Combination         Max    0.000000  -1.971E-08   -0.007501    0.000000   -0.000016 
         ~90      COMB10 Combination         Min    0.000000  -1.971E-08   -0.007501    0.000000   -0.000016 
         ~90      COMB11 Combination         Max    0.000000   5.526E-10   -0.008165    0.000000   -0.000019 
         ~90      COMB11 Combination         Min    0.000000   5.526E-10   -0.008165    0.000000   -0.000019 
         ~90      COMB12 Combination         Max    0.000000  -1.951E-08   -0.008178    0.000000   -0.000020 
         ~90      COMB12 Combination         Min    0.000000  -1.951E-08   -0.008178    0.000000   -0.000020 
         ~90      COMB13 Combination         Max   2.964E-08   9.921E-08   -0.008325    0.000000   -0.000019 
         ~90      COMB13 Combination         Min  -2.964E-08  -9.808E-08   -0.008334    0.000000   -0.000021 
         ~90      COMB14 Combination         Max   1.287E-08   2.735E-07   -0.008288    0.000000   -0.000018 
         ~90      COMB14 Combination         Min  -1.287E-08  -2.724E-07   -0.008370    0.000000   -0.000022 
         ~90         INV Combination         Max   2.964E-08   2.735E-07   -0.007483    0.000000   -0.000014 
         ~90         INV Combination         Min  -2.964E-08  -2.724E-07   -0.008370    0.000000   -0.000022 
         ~91          PP   LinStatic                0.000000   6.403E-11   -0.006031    0.000000  -8.029E-06 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

617/ 799 

 
         ~91        PERM   LinStatic                0.000000   2.406E-10   -0.001609    0.000000  -6.152E-06 
         ~91        NEVE   LinStatic                0.000000   1.646E-10   -0.000673    0.000000  -4.209E-06 
         ~91      VENTOX   LinStatic                0.000000   6.257E-11    0.000166    0.000000   9.876E-07 
         ~91      VENTOY   LinStatic                0.000000  -1.458E-08    0.000153    0.000000   4.739E-07 
         ~91      SISMAX LinRespSpec         Max   2.964E-08   9.886E-08   4.912E-06    0.000000   8.066E-07 
         ~91      SISMAY LinRespSpec         Max   1.287E-08   2.745E-07    0.000039    0.000000   1.971E-06 
         ~91        TERM   LinStatic                0.000000   8.775E-11   1.940E-06    0.000000   4.810E-07 
         ~91       COMB1 Combination         Max    0.000000   3.924E-10   -0.007638    0.000000   -0.000014 
         ~91       COMB1 Combination         Min    0.000000   3.924E-10   -0.007638    0.000000   -0.000014 
         ~91       COMB2 Combination         Max    0.000000   5.570E-10   -0.008311    0.000000   -0.000018 
         ~91       COMB2 Combination         Min    0.000000   5.570E-10   -0.008311    0.000000   -0.000018 
         ~91       COMB3 Combination         Max    0.000000   4.550E-10   -0.007472    0.000000   -0.000013 
         ~91       COMB3 Combination         Min    0.000000   4.550E-10   -0.007472    0.000000   -0.000013 
         ~91       COMB4 Combination         Max    0.000000  -1.419E-08   -0.007485    0.000000   -0.000013 
         ~91       COMB4 Combination         Min    0.000000  -1.419E-08   -0.007485    0.000000   -0.000013 
         ~91       COMB5 Combination         Max    0.000000   6.196E-10   -0.008145    0.000000   -0.000017 
         ~91       COMB5 Combination         Min    0.000000   6.196E-10   -0.008145    0.000000   -0.000017 
         ~91       COMB6 Combination         Max    0.000000  -1.403E-08   -0.008158    0.000000   -0.000017 
         ~91       COMB6 Combination         Min    0.000000  -1.403E-08   -0.008158    0.000000   -0.000017 
         ~91       COMB7 Combination         Max    0.000000   2.169E-10   -0.007642    0.000000   -0.000015 
         ~91       COMB7 Combination         Min    0.000000   2.169E-10   -0.007642    0.000000   -0.000015 
         ~91       COMB8 Combination         Max    0.000000   3.815E-10   -0.008315    0.000000   -0.000019 
         ~91       COMB8 Combination         Min    0.000000   3.815E-10   -0.008315    0.000000   -0.000019 
         ~91       COMB9 Combination         Max    0.000000   2.795E-10   -0.007475    0.000000   -0.000014 
         ~91       COMB9 Combination         Min    0.000000   2.795E-10   -0.007475    0.000000   -0.000014 
         ~91      COMB10 Combination         Max    0.000000  -1.437E-08   -0.007488    0.000000   -0.000014 
         ~91      COMB10 Combination         Min    0.000000  -1.437E-08   -0.007488    0.000000   -0.000014 
         ~91      COMB11 Combination         Max    0.000000   4.441E-10   -0.008148    0.000000   -0.000018 
         ~91      COMB11 Combination         Min    0.000000   4.441E-10   -0.008148    0.000000   -0.000018 
         ~91      COMB12 Combination         Max    0.000000  -1.420E-08   -0.008161    0.000000   -0.000018 
         ~91      COMB12 Combination         Min    0.000000  -1.420E-08   -0.008161    0.000000   -0.000018 
         ~91      COMB13 Combination         Max   2.964E-08   9.933E-08   -0.008308    0.000000   -0.000018 
         ~91      COMB13 Combination         Min  -2.964E-08  -9.839E-08   -0.008318    0.000000   -0.000019 
         ~91      COMB14 Combination         Max   1.287E-08   2.749E-07   -0.008274    0.000000   -0.000016 
         ~91      COMB14 Combination         Min  -1.287E-08  -2.740E-07   -0.008352    0.000000   -0.000020 
         ~91         INV Combination         Max   2.964E-08   2.749E-07   -0.007472    0.000000   -0.000013 
         ~91         INV Combination         Min  -2.964E-08  -2.740E-07   -0.008352    0.000000   -0.000020 
         ~92          PP   LinStatic                0.000000   3.831E-11   -0.006026    0.000000  -4.281E-06 
         ~92        PERM   LinStatic                0.000000   1.231E-10   -0.001604    0.000000  -3.646E-06 
         ~92        NEVE   LinStatic                0.000000   8.422E-11   -0.000670    0.000000  -2.495E-06 
         ~92      VENTOX   LinStatic                0.000000   2.667E-11    0.000165    0.000000   5.841E-07 
         ~92      VENTOY   LinStatic                0.000000  -6.058E-09    0.000153    0.000000   2.675E-07 
         ~92      SISMAX LinRespSpec         Max   1.826E-08   5.736E-08   5.536E-06    0.000000   5.014E-07 
         ~92      SISMAY LinRespSpec         Max   7.933E-09   1.342E-07    0.000038    0.000000   1.217E-06 
         ~92        TERM   LinStatic                0.000000   5.011E-11   1.569E-06    0.000000   2.982E-07 
         ~92       COMB1 Combination         Max    0.000000   2.115E-10   -0.007629    0.000000  -7.629E-06 
         ~92       COMB1 Combination         Min    0.000000   2.115E-10   -0.007629    0.000000  -7.629E-06 
         ~92       COMB2 Combination         Max    0.000000   2.957E-10   -0.008299    0.000000   -0.000010 
         ~92       COMB2 Combination         Min    0.000000   2.957E-10   -0.008299    0.000000   -0.000010 
         ~92       COMB3 Combination         Max    0.000000   2.382E-10   -0.007463    0.000000  -7.045E-06 
         ~92       COMB3 Combination         Min    0.000000   2.382E-10   -0.007463    0.000000  -7.045E-06 
         ~92       COMB4 Combination         Max    0.000000  -5.847E-09   -0.007476    0.000000  -7.362E-06 
         ~92       COMB4 Combination         Min    0.000000  -5.847E-09   -0.007476    0.000000  -7.362E-06 
         ~92       COMB5 Combination         Max    0.000000   3.224E-10   -0.008133    0.000000  -9.541E-06 
         ~92       COMB5 Combination         Min    0.000000   3.224E-10   -0.008133    0.000000  -9.541E-06 
         ~92       COMB6 Combination         Max    0.000000  -5.763E-09   -0.008146    0.000000  -9.857E-06 
         ~92       COMB6 Combination         Min    0.000000  -5.763E-09   -0.008146    0.000000  -9.857E-06 
         ~92       COMB7 Combination         Max    0.000000   1.113E-10   -0.007632    0.000000  -8.226E-06 
         ~92       COMB7 Combination         Min    0.000000   1.113E-10   -0.007632    0.000000  -8.226E-06 
         ~92       COMB8 Combination         Max    0.000000   1.955E-10   -0.008302    0.000000   -0.000011 
         ~92       COMB8 Combination         Min    0.000000   1.955E-10   -0.008302    0.000000   -0.000011 
         ~92       COMB9 Combination         Max    0.000000   1.380E-10   -0.007466    0.000000  -7.642E-06 
         ~92       COMB9 Combination         Min    0.000000   1.380E-10   -0.007466    0.000000  -7.642E-06 
         ~92      COMB10 Combination         Max    0.000000  -5.947E-09   -0.007479    0.000000  -7.958E-06 
         ~92      COMB10 Combination         Min    0.000000  -5.947E-09   -0.007479    0.000000  -7.958E-06 
         ~92      COMB11 Combination         Max    0.000000   2.222E-10   -0.008136    0.000000   -0.000010 
         ~92      COMB11 Combination         Min    0.000000   2.222E-10   -0.008136    0.000000   -0.000010 
         ~92      COMB12 Combination         Max    0.000000  -5.863E-09   -0.008149    0.000000   -0.000010 
         ~92      COMB12 Combination         Min    0.000000  -5.863E-09   -0.008149    0.000000   -0.000010 
         ~92      COMB13 Combination         Max   1.826E-08   5.760E-08   -0.008295    0.000000  -9.921E-06 
         ~92      COMB13 Combination         Min  -1.826E-08  -5.711E-08   -0.008306    0.000000   -0.000011 
         ~92      COMB14 Combination         Max   7.933E-09   1.345E-07   -0.008263    0.000000  -9.206E-06 
         ~92      COMB14 Combination         Min  -7.933E-09  -1.340E-07   -0.008338    0.000000   -0.000012 
         ~92         INV Combination         Max   1.826E-08   1.345E-07   -0.007463    0.000000  -7.045E-06 
         ~92         INV Combination         Min  -1.826E-08  -1.340E-07   -0.008338    0.000000   -0.000012 
         ~93          PP   LinStatic                0.000000  -9.526E-11   -0.006021    0.000000  -3.404E-06 
         ~93        PERM   LinStatic                0.000000  -2.472E-10   -0.001599    0.000000  -3.629E-06 
         ~93        NEVE   LinStatic                0.000000  -1.691E-10   -0.000666    0.000000  -2.483E-06 
         ~93      VENTOX   LinStatic                0.000000  -9.936E-12    0.000165    0.000000   5.959E-07 
         ~93      VENTOY   LinStatic                0.000000   5.331E-09    0.000152    0.000000   2.646E-07 
         ~93      SISMAX LinRespSpec         Max   2.152E-08   7.216E-08   6.352E-06    0.000000   6.511E-07 
         ~93      SISMAY LinRespSpec         Max   4.662E-09   1.192E-07    0.000036    0.000000   1.249E-06 
         ~93        TERM   LinStatic                0.000000  -1.039E-10   9.810E-07    0.000000   5.307E-07 
         ~93       COMB1 Combination         Max    0.000000  -4.463E-10   -0.007619    0.000000  -6.503E-06 
         ~93       COMB1 Combination         Min    0.000000  -4.463E-10   -0.007619    0.000000  -6.503E-06 
         ~93       COMB2 Combination         Max    0.000000  -6.154E-10   -0.008285    0.000000  -8.985E-06 
         ~93       COMB2 Combination         Min    0.000000  -6.154E-10   -0.008285    0.000000  -8.985E-06 
         ~93       COMB3 Combination         Max    0.000000  -4.562E-10   -0.007454    0.000000  -5.907E-06 
         ~93       COMB3 Combination         Min    0.000000  -4.562E-10   -0.007454    0.000000  -5.907E-06 
         ~93       COMB4 Combination         Max    0.000000   4.885E-09   -0.007466    0.000000  -6.238E-06 
         ~93       COMB4 Combination         Min    0.000000   4.885E-09   -0.007466    0.000000  -6.238E-06 
         ~93       COMB5 Combination         Max    0.000000  -6.253E-10   -0.008120    0.000000  -8.389E-06 
         ~93       COMB5 Combination         Min    0.000000  -6.253E-10   -0.008120    0.000000  -8.389E-06 
         ~93       COMB6 Combination         Max    0.000000   4.716E-09   -0.008133    0.000000  -8.721E-06 
         ~93       COMB6 Combination         Min    0.000000   4.716E-09   -0.008133    0.000000  -8.721E-06 
         ~93       COMB7 Combination         Max    0.000000  -2.386E-10   -0.007621    0.000000  -7.564E-06 
         ~93       COMB7 Combination         Min    0.000000  -2.386E-10   -0.007621    0.000000  -7.564E-06 
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         ~93       COMB8 Combination         Max    0.000000  -4.077E-10   -0.008287    0.000000   -0.000010 
         ~93       COMB8 Combination         Min    0.000000  -4.077E-10   -0.008287    0.000000   -0.000010 
         ~93       COMB9 Combination         Max    0.000000  -2.485E-10   -0.007456    0.000000  -6.968E-06 
         ~93       COMB9 Combination         Min    0.000000  -2.485E-10   -0.007456    0.000000  -6.968E-06 
         ~93      COMB10 Combination         Max    0.000000   5.092E-09   -0.007468    0.000000  -7.300E-06 
         ~93      COMB10 Combination         Min    0.000000   5.092E-09   -0.007468    0.000000  -7.300E-06 
         ~93      COMB11 Combination         Max    0.000000  -4.176E-10   -0.008122    0.000000  -9.451E-06 
         ~93      COMB11 Combination         Min    0.000000  -4.176E-10   -0.008122    0.000000  -9.451E-06 
         ~93      COMB12 Combination         Max    0.000000   4.923E-09   -0.008135    0.000000  -9.782E-06 
         ~93      COMB12 Combination         Min    0.000000   4.923E-09   -0.008135    0.000000  -9.782E-06 
         ~93      COMB13 Combination         Max   2.152E-08   7.165E-08   -0.008280    0.000000  -8.865E-06 
         ~93      COMB13 Combination         Min  -2.152E-08  -7.267E-08   -0.008292    0.000000   -0.000010 
         ~93      COMB14 Combination         Max   4.662E-09   1.187E-07   -0.008250    0.000000  -8.267E-06 
         ~93      COMB14 Combination         Min  -4.662E-09  -1.197E-07   -0.008322    0.000000   -0.000011 
         ~93         INV Combination         Max   2.152E-08   1.187E-07   -0.007454    0.000000  -5.907E-06 
         ~93         INV Combination         Min  -2.152E-08  -1.197E-07   -0.008322    0.000000   -0.000011 
         ~94          PP   LinStatic                0.000000  -2.219E-10   -0.006016    0.000000  -4.357E-06 
         ~94        PERM   LinStatic                0.000000  -5.845E-10   -0.001594    0.000000  -5.574E-06 
         ~94        NEVE   LinStatic                0.000000  -3.999E-10   -0.000663    0.000000  -3.814E-06 
         ~94      VENTOX   LinStatic                0.000000  -1.618E-11    0.000164    0.000000   9.141E-07 
         ~94      VENTOY   LinStatic                0.000000   1.257E-08    0.000152    0.000000   3.836E-07 
         ~94      SISMAX LinRespSpec         Max   3.493E-08   1.279E-07   7.161E-06    0.000000   1.051E-06 
         ~94      SISMAY LinRespSpec         Max   7.566E-09   2.563E-07    0.000034    0.000000   2.004E-06 
         ~94        TERM   LinStatic                0.000000  -2.367E-10   3.203E-07    0.000000   8.550E-07 
         ~94       COMB1 Combination         Max    0.000000  -1.043E-09   -0.007610    0.000000  -9.077E-06 
         ~94       COMB1 Combination         Min    0.000000  -1.043E-09   -0.007610    0.000000  -9.077E-06 
         ~94       COMB2 Combination         Max    0.000000  -1.443E-09   -0.008273    0.000000   -0.000013 
         ~94       COMB2 Combination         Min    0.000000  -1.443E-09   -0.008273    0.000000   -0.000013 
         ~94       COMB3 Combination         Max    0.000000  -1.059E-09   -0.007446    0.000000  -8.162E-06 
         ~94       COMB3 Combination         Min    0.000000  -1.059E-09   -0.007446    0.000000  -8.162E-06 
         ~94       COMB4 Combination         Max    0.000000   1.152E-08   -0.007458    0.000000  -8.693E-06 
         ~94       COMB4 Combination         Min    0.000000   1.152E-08   -0.007458    0.000000  -8.693E-06 
         ~94       COMB5 Combination         Max    0.000000  -1.459E-09   -0.008110    0.000000   -0.000012 
         ~94       COMB5 Combination         Min    0.000000  -1.459E-09   -0.008110    0.000000   -0.000012 
         ~94       COMB6 Combination         Max    0.000000   1.112E-08   -0.008121    0.000000   -0.000013 
         ~94       COMB6 Combination         Min    0.000000   1.112E-08   -0.008121    0.000000   -0.000013 
         ~94       COMB7 Combination         Max    0.000000  -5.696E-10   -0.007611    0.000000   -0.000011 
         ~94       COMB7 Combination         Min    0.000000  -5.696E-10   -0.007611    0.000000   -0.000011 
         ~94       COMB8 Combination         Max    0.000000  -9.696E-10   -0.008274    0.000000   -0.000015 
         ~94       COMB8 Combination         Min    0.000000  -9.696E-10   -0.008274    0.000000   -0.000015 
         ~94       COMB9 Combination         Max    0.000000  -5.858E-10   -0.007447    0.000000  -9.872E-06 
         ~94       COMB9 Combination         Min    0.000000  -5.858E-10   -0.007447    0.000000  -9.872E-06 
         ~94      COMB10 Combination         Max    0.000000   1.200E-08   -0.007459    0.000000   -0.000010 
         ~94      COMB10 Combination         Min    0.000000   1.200E-08   -0.007459    0.000000   -0.000010 
         ~94      COMB11 Combination         Max    0.000000  -9.857E-10   -0.008110    0.000000   -0.000014 
         ~94      COMB11 Combination         Min    0.000000  -9.857E-10   -0.008110    0.000000   -0.000014 
         ~94      COMB12 Combination         Max    0.000000   1.160E-08   -0.008122    0.000000   -0.000014 
         ~94      COMB12 Combination         Min    0.000000   1.160E-08   -0.008122    0.000000   -0.000014 
         ~94      COMB13 Combination         Max   3.493E-08   1.267E-07   -0.008267    0.000000   -0.000013 
         ~94      COMB13 Combination         Min  -3.493E-08  -1.291E-07   -0.008281    0.000000   -0.000015 
         ~94      COMB14 Combination         Max   7.566E-09   2.551E-07   -0.008239    0.000000   -0.000012 
         ~94      COMB14 Combination         Min  -7.566E-09  -2.575E-07   -0.008308    0.000000   -0.000016 
         ~94         INV Combination         Max   3.493E-08   2.551E-07   -0.007446    0.000000  -8.162E-06 
         ~94         INV Combination         Min  -3.493E-08  -2.575E-07   -0.008308    0.000000   -0.000016 
         ~95          PP   LinStatic                0.000000  -2.993E-10   -0.006013    0.000000  -3.236E-06 
         ~95        PERM   LinStatic                0.000000  -7.942E-10   -0.001590    0.000000  -5.303E-06 
         ~95        NEVE   LinStatic                0.000000  -5.434E-10   -0.000660    0.000000  -3.629E-06 
         ~95      VENTOX   LinStatic                0.000000  -1.741E-11    0.000163    0.000000   8.684E-07 
         ~95      VENTOY   LinStatic                0.000000   1.705E-08    0.000152    0.000000   3.411E-07 
         ~95      SISMAX LinRespSpec         Max   3.493E-08   1.276E-07   8.073E-06    0.000000   1.053E-06 
         ~95      SISMAY LinRespSpec         Max   7.566E-09   2.671E-07    0.000033    0.000000   1.995E-06 
         ~95        TERM   LinStatic                0.000000  -3.161E-10  -4.214E-07    0.000000   8.550E-07 
         ~95       COMB1 Combination         Max    0.000000  -1.410E-09   -0.007603    0.000000  -7.684E-06 
         ~95       COMB1 Combination         Min    0.000000  -1.410E-09   -0.007603    0.000000  -7.684E-06 
         ~95       COMB2 Combination         Max    0.000000  -1.953E-09   -0.008263    0.000000   -0.000011 
         ~95       COMB2 Combination         Min    0.000000  -1.953E-09   -0.008263    0.000000   -0.000011 
         ~95       COMB3 Combination         Max    0.000000  -1.427E-09   -0.007440    0.000000  -6.816E-06 
         ~95       COMB3 Combination         Min    0.000000  -1.427E-09   -0.007440    0.000000  -6.816E-06 
         ~95       COMB4 Combination         Max    0.000000   1.564E-08   -0.007451    0.000000  -7.343E-06 
         ~95       COMB4 Combination         Min    0.000000   1.564E-08   -0.007451    0.000000  -7.343E-06 
         ~95       COMB5 Combination         Max    0.000000  -1.971E-09   -0.008100    0.000000   -0.000010 
         ~95       COMB5 Combination         Min    0.000000  -1.971E-09   -0.008100    0.000000   -0.000010 
         ~95       COMB6 Combination         Max    0.000000   1.510E-08   -0.008111    0.000000   -0.000011 
         ~95       COMB6 Combination         Min    0.000000   1.510E-08   -0.008111    0.000000   -0.000011 
         ~95       COMB7 Combination         Max    0.000000  -7.775E-10   -0.007602    0.000000  -9.394E-06 
         ~95       COMB7 Combination         Min    0.000000  -7.775E-10   -0.007602    0.000000  -9.394E-06 
         ~95       COMB8 Combination         Max    0.000000  -1.321E-09   -0.008262    0.000000   -0.000013 
         ~95       COMB8 Combination         Min    0.000000  -1.321E-09   -0.008262    0.000000   -0.000013 
         ~95       COMB9 Combination         Max    0.000000  -7.949E-10   -0.007439    0.000000  -8.526E-06 
         ~95       COMB9 Combination         Min    0.000000  -7.949E-10   -0.007439    0.000000  -8.526E-06 
         ~95      COMB10 Combination         Max    0.000000   1.627E-08   -0.007450    0.000000  -9.053E-06 
         ~95      COMB10 Combination         Min    0.000000   1.627E-08   -0.007450    0.000000  -9.053E-06 
         ~95      COMB11 Combination         Max    0.000000  -1.338E-09   -0.008099    0.000000   -0.000012 
         ~95      COMB11 Combination         Min    0.000000  -1.338E-09   -0.008099    0.000000   -0.000012 
         ~95      COMB12 Combination         Max    0.000000   1.573E-08   -0.008110    0.000000   -0.000013 
         ~95      COMB12 Combination         Min    0.000000   1.573E-08   -0.008110    0.000000   -0.000013 
         ~95      COMB13 Combination         Max   3.493E-08   1.259E-07   -0.008254    0.000000   -0.000011 
         ~95      COMB13 Combination         Min  -3.493E-08  -1.292E-07   -0.008271    0.000000   -0.000013 
         ~95      COMB14 Combination         Max   7.566E-09   2.655E-07   -0.008230    0.000000   -0.000010 
         ~95      COMB14 Combination         Min  -7.566E-09  -2.688E-07   -0.008295    0.000000   -0.000014 
         ~95         INV Combination         Max   3.493E-08   2.655E-07   -0.007439    0.000000  -6.816E-06 
         ~95         INV Combination         Min  -3.493E-08  -2.688E-07   -0.008295    0.000000   -0.000014 
         ~96          PP   LinStatic                0.000000  -2.515E-10   -0.006011    0.000000  -1.309E-06 
         ~96        PERM   LinStatic                0.000000  -6.703E-10   -0.001586    0.000000  -3.123E-06 
         ~96        NEVE   LinStatic                0.000000  -4.586E-10   -0.000657    0.000000  -2.137E-06 
         ~96      VENTOX   LinStatic                0.000000  -1.241E-11    0.000162    0.000000   5.106E-07 
         ~96      VENTOY   LinStatic                0.000000   1.438E-08    0.000152    0.000000   1.853E-07 
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         ~96      SISMAX LinRespSpec         Max   2.152E-08   7.354E-08   8.888E-06    0.000000   6.548E-07 
         ~96      SISMAY LinRespSpec         Max   4.662E-09   1.404E-07    0.000031    0.000000   1.233E-06 
         ~96        TERM   LinStatic                0.000000  -2.640E-10  -1.082E-06    0.000000   5.307E-07 
         ~96       COMB1 Combination         Max    0.000000  -1.186E-09   -0.007598    0.000000  -3.902E-06 
         ~96       COMB1 Combination         Min    0.000000  -1.186E-09   -0.007598    0.000000  -3.902E-06 
         ~96       COMB2 Combination         Max    0.000000  -1.644E-09   -0.008256    0.000000  -6.039E-06 
         ~96       COMB2 Combination         Min    0.000000  -1.644E-09   -0.008256    0.000000  -6.039E-06 
         ~96       COMB3 Combination         Max    0.000000  -1.198E-09   -0.007436    0.000000  -3.391E-06 
         ~96       COMB3 Combination         Min    0.000000  -1.198E-09   -0.007436    0.000000  -3.391E-06 
         ~96       COMB4 Combination         Max    0.000000   1.319E-08   -0.007447    0.000000  -3.716E-06 
         ~96       COMB4 Combination         Min    0.000000   1.319E-08   -0.007447    0.000000  -3.716E-06 
         ~96       COMB5 Combination         Max    0.000000  -1.657E-09   -0.008093    0.000000  -5.528E-06 
         ~96       COMB5 Combination         Min    0.000000  -1.657E-09   -0.008093    0.000000  -5.528E-06 
         ~96       COMB6 Combination         Max    0.000000   1.273E-08   -0.008104    0.000000  -5.854E-06 
         ~96       COMB6 Combination         Min    0.000000   1.273E-08   -0.008104    0.000000  -5.854E-06 
         ~96       COMB7 Combination         Max    0.000000  -6.578E-10   -0.007596    0.000000  -4.963E-06 
         ~96       COMB7 Combination         Min    0.000000  -6.578E-10   -0.007596    0.000000  -4.963E-06 
         ~96       COMB8 Combination         Max    0.000000  -1.116E-09   -0.008254    0.000000  -7.100E-06 
         ~96       COMB8 Combination         Min    0.000000  -1.116E-09   -0.008254    0.000000  -7.100E-06 
         ~96       COMB9 Combination         Max    0.000000  -6.702E-10   -0.007434    0.000000  -4.452E-06 
         ~96       COMB9 Combination         Min    0.000000  -6.702E-10   -0.007434    0.000000  -4.452E-06 
         ~96      COMB10 Combination         Max    0.000000   1.372E-08   -0.007445    0.000000  -4.778E-06 
         ~96      COMB10 Combination         Min    0.000000   1.372E-08   -0.007445    0.000000  -4.778E-06 
         ~96      COMB11 Combination         Max    0.000000  -1.129E-09   -0.008091    0.000000  -6.590E-06 
         ~96      COMB11 Combination         Min    0.000000  -1.129E-09   -0.008091    0.000000  -6.590E-06 
         ~96      COMB12 Combination         Max    0.000000   1.326E-08   -0.008102    0.000000  -6.915E-06 
         ~96      COMB12 Combination         Min    0.000000   1.326E-08   -0.008102    0.000000  -6.915E-06 
         ~96      COMB13 Combination         Max   2.152E-08   7.216E-08   -0.008246    0.000000  -5.915E-06 
         ~96      COMB13 Combination         Min  -2.152E-08  -7.492E-08   -0.008264    0.000000  -7.225E-06 
         ~96      COMB14 Combination         Max   4.662E-09   1.390E-07   -0.008224    0.000000  -5.337E-06 
         ~96      COMB14 Combination         Min  -4.662E-09  -1.418E-07   -0.008286    0.000000  -7.802E-06 
         ~96         INV Combination         Max   2.152E-08   1.390E-07   -0.007434    0.000000  -3.391E-06 
         ~96         INV Combination         Min  -2.152E-08  -1.418E-07   -0.008286    0.000000  -7.802E-06 
         ~97          PP   LinStatic                0.000000  -1.786E-10   -0.006006    0.000000  -6.698E-06 
         ~97        PERM   LinStatic                0.000000  -4.910E-10   -0.001581    0.000000  -4.118E-06 
         ~97        NEVE   LinStatic                0.000000  -3.359E-10   -0.000654    0.000000  -2.817E-06 
         ~97      VENTOX   LinStatic                0.000000  -2.332E-10    0.000162    0.000000   7.397E-07 
         ~97      VENTOY   LinStatic                0.000000  -1.121E-08    0.000171    0.000000   1.113E-06 
         ~97      SISMAX LinRespSpec         Max   2.167E-08   9.804E-08    0.000010    0.000000   1.002E-06 
         ~97      SISMAY LinRespSpec         Max   2.594E-09   1.051E-07    0.000029    0.000000   1.460E-06 
         ~97        TERM   LinStatic                0.000000  -3.039E-10  -2.100E-06    0.000000   9.040E-07 
         ~97       COMB1 Combination         Max    0.000000  -9.735E-10   -0.007589    0.000000  -9.912E-06 
         ~97       COMB1 Combination         Min    0.000000  -9.735E-10   -0.007589    0.000000  -9.912E-06 
         ~97       COMB2 Combination         Max    0.000000  -1.309E-09   -0.008243    0.000000   -0.000013 
         ~97       COMB2 Combination         Min    0.000000  -1.309E-09   -0.008243    0.000000   -0.000013 
         ~97       COMB3 Combination         Max    0.000000  -1.207E-09   -0.007427    0.000000  -9.172E-06 
         ~97       COMB3 Combination         Min    0.000000  -1.207E-09   -0.007427    0.000000  -9.172E-06 
         ~97       COMB4 Combination         Max    0.000000  -1.219E-08   -0.007418    0.000000  -8.798E-06 
         ~97       COMB4 Combination         Min    0.000000  -1.219E-08   -0.007418    0.000000  -8.798E-06 
         ~97       COMB5 Combination         Max    0.000000  -1.543E-09   -0.008081    0.000000   -0.000012 
         ~97       COMB5 Combination         Min    0.000000  -1.543E-09   -0.008081    0.000000   -0.000012 
         ~97       COMB6 Combination         Max    0.000000  -1.252E-08   -0.008072    0.000000   -0.000012 
         ~97       COMB6 Combination         Min    0.000000  -1.252E-08   -0.008072    0.000000   -0.000012 
         ~97       COMB7 Combination         Max    0.000000  -3.657E-10   -0.007584    0.000000   -0.000012 
         ~97       COMB7 Combination         Min    0.000000  -3.657E-10   -0.007584    0.000000   -0.000012 
         ~97       COMB8 Combination         Max    0.000000  -7.016E-10   -0.008238    0.000000   -0.000015 
         ~97       COMB8 Combination         Min    0.000000  -7.016E-10   -0.008238    0.000000   -0.000015 
         ~97       COMB9 Combination         Max    0.000000  -5.989E-10   -0.007423    0.000000   -0.000011 
         ~97       COMB9 Combination         Min    0.000000  -5.989E-10   -0.007423    0.000000   -0.000011 
         ~97      COMB10 Combination         Max    0.000000  -1.158E-08   -0.007414    0.000000   -0.000011 
         ~97      COMB10 Combination         Min    0.000000  -1.158E-08   -0.007414    0.000000   -0.000011 
         ~97      COMB11 Combination         Max    0.000000  -9.348E-10   -0.008077    0.000000   -0.000014 
         ~97      COMB11 Combination         Min    0.000000  -9.348E-10   -0.008077    0.000000   -0.000014 
         ~97      COMB12 Combination         Max    0.000000  -1.191E-08   -0.008068    0.000000   -0.000013 
         ~97      COMB12 Combination         Min    0.000000  -1.191E-08   -0.008068    0.000000   -0.000013 
         ~97      COMB13 Combination         Max   2.167E-08   9.703E-08   -0.008230    0.000000   -0.000013 
         ~97      COMB13 Combination         Min  -2.167E-08  -9.904E-08   -0.008251    0.000000   -0.000015 
         ~97      COMB14 Combination         Max   2.594E-09   1.041E-07   -0.008211    0.000000   -0.000012 
         ~97      COMB14 Combination         Min  -2.594E-09  -1.061E-07   -0.008270    0.000000   -0.000015 
         ~97         INV Combination         Max   2.167E-08   1.041E-07   -0.007414    0.000000  -8.798E-06 
         ~97         INV Combination         Min  -2.167E-08  -1.061E-07   -0.008270    0.000000   -0.000015 
         ~98          PP   LinStatic                0.000000  -9.722E-11   -0.005997    0.000000  -9.670E-06 
         ~98        PERM   LinStatic                0.000000  -2.973E-10   -0.001576    0.000000  -6.367E-06 
         ~98        NEVE   LinStatic                0.000000  -2.034E-10   -0.000650    0.000000  -4.356E-06 
         ~98      VENTOX   LinStatic                0.000000  -6.294E-10    0.000161    0.000000   1.147E-06 
         ~98      VENTOY   LinStatic                0.000000  -8.002E-09    0.000169    0.000000   1.746E-06 
         ~98      SISMAX LinRespSpec         Max   3.516E-08   1.749E-07    0.000011    0.000000   1.618E-06 
         ~98      SISMAY LinRespSpec         Max   4.209E-09   2.205E-07    0.000027    0.000000   2.344E-06 
         ~98        TERM   LinStatic                0.000000  -4.267E-10  -3.225E-06    0.000000   1.457E-06 
         ~98       COMB1 Combination         Max    0.000000  -8.213E-10   -0.007576    0.000000   -0.000015 
         ~98       COMB1 Combination         Min    0.000000  -8.213E-10   -0.007576    0.000000   -0.000015 
         ~98       COMB2 Combination         Max    0.000000  -1.025E-09   -0.008226    0.000000   -0.000019 
         ~98       COMB2 Combination         Min    0.000000  -1.025E-09   -0.008226    0.000000   -0.000019 
         ~98       COMB3 Combination         Max    0.000000  -1.451E-09   -0.007415    0.000000   -0.000013 
         ~98       COMB3 Combination         Min    0.000000  -1.451E-09   -0.007415    0.000000   -0.000013 
         ~98       COMB4 Combination         Max    0.000000  -8.823E-09   -0.007407    0.000000   -0.000013 
         ~98       COMB4 Combination         Min    0.000000  -8.823E-09   -0.007407    0.000000   -0.000013 
         ~98       COMB5 Combination         Max    0.000000  -1.654E-09   -0.008066    0.000000   -0.000018 
         ~98       COMB5 Combination         Min    0.000000  -1.654E-09   -0.008066    0.000000   -0.000018 
         ~98       COMB6 Combination         Max    0.000000  -9.026E-09   -0.008057    0.000000   -0.000017 
         ~98       COMB6 Combination         Min    0.000000  -9.026E-09   -0.008057    0.000000   -0.000017 
         ~98       COMB7 Combination         Max    0.000000   3.220E-11   -0.007569    0.000000   -0.000017 
         ~98       COMB7 Combination         Min    0.000000   3.220E-11   -0.007569    0.000000   -0.000017 
         ~98       COMB8 Combination         Max    0.000000  -1.712E-10   -0.008220    0.000000   -0.000022 
         ~98       COMB8 Combination         Min    0.000000  -1.712E-10   -0.008220    0.000000   -0.000022 
         ~98       COMB9 Combination         Max    0.000000  -5.972E-10   -0.007409    0.000000   -0.000016 
         ~98       COMB9 Combination         Min    0.000000  -5.972E-10   -0.007409    0.000000   -0.000016 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

620/ 799 

 
         ~98      COMB10 Combination         Max    0.000000  -7.969E-09   -0.007400    0.000000   -0.000016 
         ~98      COMB10 Combination         Min    0.000000  -7.969E-09   -0.007400    0.000000   -0.000016 
         ~98      COMB11 Combination         Max    0.000000  -8.006E-10   -0.008059    0.000000   -0.000021 
         ~98      COMB11 Combination         Min    0.000000  -8.006E-10   -0.008059    0.000000   -0.000021 
         ~98      COMB12 Combination         Max    0.000000  -8.173E-09   -0.008051    0.000000   -0.000020 
         ~98      COMB12 Combination         Min    0.000000  -8.173E-09   -0.008051    0.000000   -0.000020 
         ~98      COMB13 Combination         Max   3.516E-08   1.743E-07   -0.008212    0.000000   -0.000019 
         ~98      COMB13 Combination         Min  -3.516E-08  -1.755E-07   -0.008234    0.000000   -0.000022 
         ~98      COMB14 Combination         Max   4.209E-09   2.199E-07   -0.008196    0.000000   -0.000018 
         ~98      COMB14 Combination         Min  -4.209E-09  -2.211E-07   -0.008250    0.000000   -0.000023 
         ~98         INV Combination         Max   3.516E-08   2.199E-07   -0.007400    0.000000   -0.000013 
         ~98         INV Combination         Min  -3.516E-08  -2.211E-07   -0.008250    0.000000   -0.000023 
         ~99          PP   LinStatic                0.000000   7.132E-11   -0.005989    0.000000  -8.554E-06 
         ~99        PERM   LinStatic                0.000000   1.363E-10   -0.001570    0.000000  -6.101E-06 
         ~99        NEVE   LinStatic                0.000000   9.327E-11   -0.000647    0.000000  -4.175E-06 
         ~99      VENTOX   LinStatic                0.000000  -9.039E-10    0.000160    0.000000   1.102E-06 
         ~99      VENTOY   LinStatic                0.000000   7.082E-10    0.000168    0.000000   1.699E-06 
         ~99      SISMAX LinRespSpec         Max   3.516E-08   1.745E-07    0.000013    0.000000   1.621E-06 
         ~99      SISMAY LinRespSpec         Max   4.209E-09   2.398E-07    0.000025    0.000000   2.337E-06 
         ~99        TERM   LinStatic                0.000000  -3.972E-10  -4.490E-06    0.000000   1.459E-06 
         ~99       COMB1 Combination         Max    0.000000  -1.896E-10   -0.007564    0.000000   -0.000013 
         ~99       COMB1 Combination         Min    0.000000  -1.896E-10   -0.007564    0.000000   -0.000013 
         ~99       COMB2 Combination         Max    0.000000  -9.631E-11   -0.008210    0.000000   -0.000017 
         ~99       COMB2 Combination         Min    0.000000  -9.631E-11   -0.008210    0.000000   -0.000017 
         ~99       COMB3 Combination         Max    0.000000  -1.093E-09   -0.007404    0.000000   -0.000012 
         ~99       COMB3 Combination         Min    0.000000  -1.093E-09   -0.007404    0.000000   -0.000012 
         ~99       COMB4 Combination         Max    0.000000   5.186E-10   -0.007396    0.000000   -0.000011 
         ~99       COMB4 Combination         Min    0.000000   5.186E-10   -0.007396    0.000000   -0.000011 
         ~99       COMB5 Combination         Max    0.000000  -1.000E-09   -0.008051    0.000000   -0.000016 
         ~99       COMB5 Combination         Min    0.000000  -1.000E-09   -0.008051    0.000000   -0.000016 
         ~99       COMB6 Combination         Max    0.000000   6.119E-10   -0.008043    0.000000   -0.000016 
         ~99       COMB6 Combination         Min    0.000000   6.119E-10   -0.008043    0.000000   -0.000016 
         ~99       COMB7 Combination         Max    0.000000   6.048E-10   -0.007555    0.000000   -0.000016 
         ~99       COMB7 Combination         Min    0.000000   6.048E-10   -0.007555    0.000000   -0.000016 
         ~99       COMB8 Combination         Max    0.000000   6.981E-10   -0.008202    0.000000   -0.000020 
         ~99       COMB8 Combination         Min    0.000000   6.981E-10   -0.008202    0.000000   -0.000020 
         ~99       COMB9 Combination         Max    0.000000  -2.990E-10   -0.007395    0.000000   -0.000015 
         ~99       COMB9 Combination         Min    0.000000  -2.990E-10   -0.007395    0.000000   -0.000015 
         ~99      COMB10 Combination         Max    0.000000   1.313E-09   -0.007387    0.000000   -0.000014 
         ~99      COMB10 Combination         Min    0.000000   1.313E-09   -0.007387    0.000000   -0.000014 
         ~99      COMB11 Combination         Max    0.000000  -2.058E-10   -0.008042    0.000000   -0.000019 
         ~99      COMB11 Combination         Min    0.000000  -2.058E-10   -0.008042    0.000000   -0.000019 
         ~99      COMB12 Combination         Max    0.000000   1.406E-09   -0.008034    0.000000   -0.000019 
         ~99      COMB12 Combination         Min    0.000000   1.406E-09   -0.008034    0.000000   -0.000019 
         ~99      COMB13 Combination         Max   3.516E-08   1.748E-07   -0.008193    0.000000   -0.000017 
         ~99      COMB13 Combination         Min  -3.516E-08  -1.742E-07   -0.008219    0.000000   -0.000020 
         ~99      COMB14 Combination         Max   4.209E-09   2.401E-07   -0.008181    0.000000   -0.000016 
         ~99      COMB14 Combination         Min  -4.209E-09  -2.395E-07   -0.008231    0.000000   -0.000021 
         ~99         INV Combination         Max   3.516E-08   2.401E-07   -0.007387    0.000000   -0.000011 
         ~99         INV Combination         Min  -3.516E-08  -2.395E-07   -0.008231    0.000000   -0.000021 
        ~100          PP   LinStatic                0.000000   1.614E-10   -0.005984    0.000000  -4.614E-06 
        ~100        PERM   LinStatic                0.000000   3.838E-10   -0.001566    0.000000  -3.621E-06 
        ~100        NEVE   LinStatic                0.000000   2.626E-10   -0.000644    0.000000  -2.479E-06 
        ~100      VENTOX   LinStatic                0.000000  -7.870E-10    0.000159    0.000000   6.562E-07 
        ~100      VENTOY   LinStatic                0.000000   6.359E-09    0.000166    0.000000   1.026E-06 
        ~100      SISMAX LinRespSpec         Max   2.167E-08   1.012E-07    0.000014    0.000000   1.008E-06 
        ~100      SISMAY LinRespSpec         Max   2.594E-09   1.397E-07    0.000024    0.000000   1.447E-06 
        ~100        TERM   LinStatic                0.000000  -2.443E-10  -5.618E-06    0.000000   9.060E-07 
        ~100       COMB1 Combination         Max    0.000000   3.009E-10   -0.007555    0.000000  -7.330E-06 
        ~100       COMB1 Combination         Min    0.000000   3.009E-10   -0.007555    0.000000  -7.330E-06 
        ~100       COMB2 Combination         Max    0.000000   5.635E-10   -0.008199    0.000000  -9.808E-06 
        ~100       COMB2 Combination         Min    0.000000   5.635E-10   -0.008199    0.000000  -9.808E-06 
        ~100       COMB3 Combination         Max    0.000000  -4.861E-10   -0.007396    0.000000  -6.674E-06 
        ~100       COMB3 Combination         Min    0.000000  -4.861E-10   -0.007396    0.000000  -6.674E-06 
        ~100       COMB4 Combination         Max    0.000000   6.659E-09   -0.007389    0.000000  -6.304E-06 
        ~100       COMB4 Combination         Min    0.000000   6.659E-09   -0.007389    0.000000  -6.304E-06 
        ~100       COMB5 Combination         Max    0.000000  -2.235E-10   -0.008040    0.000000  -9.152E-06 
        ~100       COMB5 Combination         Min    0.000000  -2.235E-10   -0.008040    0.000000  -9.152E-06 
        ~100       COMB6 Combination         Max    0.000000   6.922E-09   -0.008032    0.000000  -8.783E-06 
        ~100       COMB6 Combination         Min    0.000000   6.922E-09   -0.008032    0.000000  -8.783E-06 
        ~100       COMB7 Combination         Max    0.000000   7.896E-10   -0.007544    0.000000  -9.142E-06 
        ~100       COMB7 Combination         Min    0.000000   7.896E-10   -0.007544    0.000000  -9.142E-06 
        ~100       COMB8 Combination         Max    0.000000   1.052E-09   -0.008187    0.000000   -0.000012 
        ~100       COMB8 Combination         Min    0.000000   1.052E-09   -0.008187    0.000000   -0.000012 
        ~100       COMB9 Combination         Max    0.000000   2.548E-12   -0.007385    0.000000  -8.486E-06 
        ~100       COMB9 Combination         Min    0.000000   2.548E-12   -0.007385    0.000000  -8.486E-06 
        ~100      COMB10 Combination         Max    0.000000   7.148E-09   -0.007377    0.000000  -8.116E-06 
        ~100      COMB10 Combination         Min    0.000000   7.148E-09   -0.007377    0.000000  -8.116E-06 
        ~100      COMB11 Combination         Max    0.000000   2.652E-10   -0.008029    0.000000   -0.000011 
        ~100      COMB11 Combination         Min    0.000000   2.652E-10   -0.008029    0.000000   -0.000011 
        ~100      COMB12 Combination         Max    0.000000   7.411E-09   -0.008021    0.000000   -0.000011 
        ~100      COMB12 Combination         Min    0.000000   7.411E-09   -0.008021    0.000000   -0.000011 
        ~100      COMB13 Combination         Max   2.167E-08   1.020E-07   -0.008179    0.000000  -9.706E-06 
        ~100      COMB13 Combination         Min  -2.167E-08  -1.004E-07   -0.008207    0.000000   -0.000012 
        ~100      COMB14 Combination         Max   2.594E-09   1.405E-07   -0.008170    0.000000  -9.268E-06 
        ~100      COMB14 Combination         Min  -2.594E-09  -1.388E-07   -0.008217    0.000000   -0.000012 
        ~100         INV Combination         Max   2.167E-08   1.405E-07   -0.007377    0.000000  -6.304E-06 
        ~100         INV Combination         Min  -2.167E-08  -1.388E-07   -0.008217    0.000000   -0.000012 
        ~101          PP   LinStatic                0.000000   1.786E-10   -0.006006    0.000000  -6.698E-06 
        ~101        PERM   LinStatic                0.000000   4.910E-10   -0.001581    0.000000  -4.118E-06 
        ~101        NEVE   LinStatic                0.000000   3.359E-10   -0.000654    0.000000  -2.817E-06 
        ~101      VENTOX   LinStatic                0.000000   2.332E-10    0.000162    0.000000   7.397E-07 
        ~101      VENTOY   LinStatic                0.000000  -1.107E-08    0.000151    0.000000   2.691E-07 
        ~101      SISMAX LinRespSpec         Max   1.619E-08   9.804E-08    0.000010    0.000000   1.002E-06 
        ~101      SISMAY LinRespSpec         Max   8.186E-09   1.051E-07    0.000029    0.000000   1.460E-06 
        ~101        TERM   LinStatic                0.000000   3.039E-10  -2.100E-06    0.000000   9.040E-07 
        ~101       COMB1 Combination         Max    0.000000   9.735E-10   -0.007589    0.000000  -9.912E-06 
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        ~101       COMB1 Combination         Min    0.000000   9.735E-10   -0.007589    0.000000  -9.912E-06 
        ~101       COMB2 Combination         Max    0.000000   1.309E-09   -0.008243    0.000000   -0.000013 
        ~101       COMB2 Combination         Min    0.000000   1.309E-09   -0.008243    0.000000   -0.000013 
        ~101       COMB3 Combination         Max    0.000000   1.207E-09   -0.007427    0.000000  -9.172E-06 
        ~101       COMB3 Combination         Min    0.000000   1.207E-09   -0.007427    0.000000  -9.172E-06 
        ~101       COMB4 Combination         Max    0.000000  -1.010E-08   -0.007437    0.000000  -9.643E-06 
        ~101       COMB4 Combination         Min    0.000000  -1.010E-08   -0.007437    0.000000  -9.643E-06 
        ~101       COMB5 Combination         Max    0.000000   1.543E-09   -0.008081    0.000000   -0.000012 
        ~101       COMB5 Combination         Min    0.000000   1.543E-09   -0.008081    0.000000   -0.000012 
        ~101       COMB6 Combination         Max    0.000000  -9.763E-09   -0.008091    0.000000   -0.000012 
        ~101       COMB6 Combination         Min    0.000000  -9.763E-09   -0.008091    0.000000   -0.000012 
        ~101       COMB7 Combination         Max    0.000000   3.657E-10   -0.007584    0.000000   -0.000012 
        ~101       COMB7 Combination         Min    0.000000   3.657E-10   -0.007584    0.000000   -0.000012 
        ~101       COMB8 Combination         Max    0.000000   7.016E-10   -0.008238    0.000000   -0.000015 
        ~101       COMB8 Combination         Min    0.000000   7.016E-10   -0.008238    0.000000   -0.000015 
        ~101       COMB9 Combination         Max    0.000000   5.989E-10   -0.007423    0.000000   -0.000011 
        ~101       COMB9 Combination         Min    0.000000   5.989E-10   -0.007423    0.000000   -0.000011 
        ~101      COMB10 Combination         Max    0.000000  -1.071E-08   -0.007433    0.000000   -0.000011 
        ~101      COMB10 Combination         Min    0.000000  -1.071E-08   -0.007433    0.000000   -0.000011 
        ~101      COMB11 Combination         Max    0.000000   9.348E-10   -0.008077    0.000000   -0.000014 
        ~101      COMB11 Combination         Min    0.000000   9.348E-10   -0.008077    0.000000   -0.000014 
        ~101      COMB12 Combination         Max    0.000000  -1.037E-08   -0.008087    0.000000   -0.000014 
        ~101      COMB12 Combination         Min    0.000000  -1.037E-08   -0.008087    0.000000   -0.000014 
        ~101      COMB13 Combination         Max   1.619E-08   9.904E-08   -0.008230    0.000000   -0.000013 
        ~101      COMB13 Combination         Min  -1.619E-08  -9.703E-08   -0.008251    0.000000   -0.000015 
        ~101      COMB14 Combination         Max   8.186E-09   1.061E-07   -0.008211    0.000000   -0.000012 
        ~101      COMB14 Combination         Min  -8.186E-09  -1.041E-07   -0.008270    0.000000   -0.000015 
        ~101         INV Combination         Max   1.619E-08   1.061E-07   -0.007423    0.000000  -9.172E-06 
        ~101         INV Combination         Min  -1.619E-08  -1.041E-07   -0.008270    0.000000   -0.000015 
        ~102          PP   LinStatic                0.000000   9.722E-11   -0.005997    0.000000  -9.670E-06 
        ~102        PERM   LinStatic                0.000000   2.973E-10   -0.001576    0.000000  -6.367E-06 
        ~102        NEVE   LinStatic                0.000000   2.034E-10   -0.000650    0.000000  -4.356E-06 
        ~102      VENTOX   LinStatic                0.000000   6.294E-10    0.000161    0.000000   1.147E-06 
        ~102      VENTOY   LinStatic                0.000000  -7.893E-09    0.000151    0.000000   3.912E-07 
        ~102      SISMAX LinRespSpec         Max   2.628E-08   1.749E-07    0.000011    0.000000   1.618E-06 
        ~102      SISMAY LinRespSpec         Max   1.329E-08   2.205E-07    0.000027    0.000000   2.344E-06 
        ~102        TERM   LinStatic                0.000000   4.267E-10  -3.225E-06    0.000000   1.457E-06 
        ~102       COMB1 Combination         Max    0.000000   8.213E-10   -0.007576    0.000000   -0.000015 
        ~102       COMB1 Combination         Min    0.000000   8.213E-10   -0.007576    0.000000   -0.000015 
        ~102       COMB2 Combination         Max    0.000000   1.025E-09   -0.008226    0.000000   -0.000019 
        ~102       COMB2 Combination         Min    0.000000   1.025E-09   -0.008226    0.000000   -0.000019 
        ~102       COMB3 Combination         Max    0.000000   1.451E-09   -0.007415    0.000000   -0.000013 
        ~102       COMB3 Combination         Min    0.000000   1.451E-09   -0.007415    0.000000   -0.000013 
        ~102       COMB4 Combination         Max    0.000000  -7.072E-09   -0.007425    0.000000   -0.000014 
        ~102       COMB4 Combination         Min    0.000000  -7.072E-09   -0.007425    0.000000   -0.000014 
        ~102       COMB5 Combination         Max    0.000000   1.654E-09   -0.008066    0.000000   -0.000018 
        ~102       COMB5 Combination         Min    0.000000   1.654E-09   -0.008066    0.000000   -0.000018 
        ~102       COMB6 Combination         Max    0.000000  -6.868E-09   -0.008075    0.000000   -0.000019 
        ~102       COMB6 Combination         Min    0.000000  -6.868E-09   -0.008075    0.000000   -0.000019 
        ~102       COMB7 Combination         Max    0.000000  -3.220E-11   -0.007569    0.000000   -0.000017 
        ~102       COMB7 Combination         Min    0.000000  -3.220E-11   -0.007569    0.000000   -0.000017 
        ~102       COMB8 Combination         Max    0.000000   1.712E-10   -0.008220    0.000000   -0.000022 
        ~102       COMB8 Combination         Min    0.000000   1.712E-10   -0.008220    0.000000   -0.000022 
        ~102       COMB9 Combination         Max    0.000000   5.972E-10   -0.007409    0.000000   -0.000016 
        ~102       COMB9 Combination         Min    0.000000   5.972E-10   -0.007409    0.000000   -0.000016 
        ~102      COMB10 Combination         Max    0.000000  -7.925E-09   -0.007418    0.000000   -0.000017 
        ~102      COMB10 Combination         Min    0.000000  -7.925E-09   -0.007418    0.000000   -0.000017 
        ~102      COMB11 Combination         Max    0.000000   8.006E-10   -0.008059    0.000000   -0.000021 
        ~102      COMB11 Combination         Min    0.000000   8.006E-10   -0.008059    0.000000   -0.000021 
        ~102      COMB12 Combination         Max    0.000000  -7.722E-09   -0.008069    0.000000   -0.000021 
        ~102      COMB12 Combination         Min    0.000000  -7.722E-09   -0.008069    0.000000   -0.000021 
        ~102      COMB13 Combination         Max   2.628E-08   1.755E-07   -0.008212    0.000000   -0.000019 
        ~102      COMB13 Combination         Min  -2.628E-08  -1.743E-07   -0.008234    0.000000   -0.000022 
        ~102      COMB14 Combination         Max   1.329E-08   2.211E-07   -0.008196    0.000000   -0.000018 
        ~102      COMB14 Combination         Min  -1.329E-08  -2.199E-07   -0.008250    0.000000   -0.000023 
        ~102         INV Combination         Max   2.628E-08   2.211E-07   -0.007409    0.000000   -0.000013 
        ~102         INV Combination         Min  -2.628E-08  -2.199E-07   -0.008250    0.000000   -0.000023 
        ~103          PP   LinStatic                0.000000  -7.132E-11   -0.005989    0.000000  -8.554E-06 
        ~103        PERM   LinStatic                0.000000  -1.363E-10   -0.001570    0.000000  -6.101E-06 
        ~103        NEVE   LinStatic                0.000000  -9.327E-11   -0.000647    0.000000  -4.175E-06 
        ~103      VENTOX   LinStatic                0.000000   9.039E-10    0.000160    0.000000   1.102E-06 
        ~103      VENTOY   LinStatic                0.000000   7.171E-10    0.000151    0.000000   3.491E-07 
        ~103      SISMAX LinRespSpec         Max   2.628E-08   1.745E-07    0.000013    0.000000   1.621E-06 
        ~103      SISMAY LinRespSpec         Max   1.328E-08   2.398E-07    0.000025    0.000000   2.337E-06 
        ~103        TERM   LinStatic                0.000000   3.972E-10  -4.490E-06    0.000000   1.459E-06 
        ~103       COMB1 Combination         Max    0.000000   1.896E-10   -0.007564    0.000000   -0.000013 
        ~103       COMB1 Combination         Min    0.000000   1.896E-10   -0.007564    0.000000   -0.000013 
        ~103       COMB2 Combination         Max    0.000000   9.631E-11   -0.008210    0.000000   -0.000017 
        ~103       COMB2 Combination         Min    0.000000   9.631E-11   -0.008210    0.000000   -0.000017 
        ~103       COMB3 Combination         Max    0.000000   1.093E-09   -0.007404    0.000000   -0.000012 
        ~103       COMB3 Combination         Min    0.000000   1.093E-09   -0.007404    0.000000   -0.000012 
        ~103       COMB4 Combination         Max    0.000000   9.066E-10   -0.007413    0.000000   -0.000013 
        ~103       COMB4 Combination         Min    0.000000   9.066E-10   -0.007413    0.000000   -0.000013 
        ~103       COMB5 Combination         Max    0.000000   1.000E-09   -0.008051    0.000000   -0.000016 
        ~103       COMB5 Combination         Min    0.000000   1.000E-09   -0.008051    0.000000   -0.000016 
        ~103       COMB6 Combination         Max    0.000000   8.134E-10   -0.008060    0.000000   -0.000017 
        ~103       COMB6 Combination         Min    0.000000   8.134E-10   -0.008060    0.000000   -0.000017 
        ~103       COMB7 Combination         Max    0.000000  -6.048E-10   -0.007555    0.000000   -0.000016 
        ~103       COMB7 Combination         Min    0.000000  -6.048E-10   -0.007555    0.000000   -0.000016 
        ~103       COMB8 Combination         Max    0.000000  -6.981E-10   -0.008202    0.000000   -0.000020 
        ~103       COMB8 Combination         Min    0.000000  -6.981E-10   -0.008202    0.000000   -0.000020 
        ~103       COMB9 Combination         Max    0.000000   2.990E-10   -0.007395    0.000000   -0.000015 
        ~103       COMB9 Combination         Min    0.000000   2.990E-10   -0.007395    0.000000   -0.000015 
        ~103      COMB10 Combination         Max    0.000000   1.122E-10   -0.007404    0.000000   -0.000016 
        ~103      COMB10 Combination         Min    0.000000   1.122E-10   -0.007404    0.000000   -0.000016 
        ~103      COMB11 Combination         Max    0.000000   2.058E-10   -0.008042    0.000000   -0.000019 
        ~103      COMB11 Combination         Min    0.000000   2.058E-10   -0.008042    0.000000   -0.000019 
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        ~103      COMB12 Combination         Max    0.000000   1.894E-11   -0.008051    0.000000   -0.000020 
        ~103      COMB12 Combination         Min    0.000000   1.894E-11   -0.008051    0.000000   -0.000020 
        ~103      COMB13 Combination         Max   2.628E-08   1.742E-07   -0.008193    0.000000   -0.000017 
        ~103      COMB13 Combination         Min  -2.628E-08  -1.748E-07   -0.008219    0.000000   -0.000020 
        ~103      COMB14 Combination         Max   1.328E-08   2.395E-07   -0.008181    0.000000   -0.000016 
        ~103      COMB14 Combination         Min  -1.328E-08  -2.401E-07   -0.008231    0.000000   -0.000021 
        ~103         INV Combination         Max   2.628E-08   2.395E-07   -0.007395    0.000000   -0.000012 
        ~103         INV Combination         Min  -2.628E-08  -2.401E-07   -0.008231    0.000000   -0.000021 
        ~104          PP   LinStatic                0.000000  -1.614E-10   -0.005984    0.000000  -4.614E-06 
        ~104        PERM   LinStatic                0.000000  -3.838E-10   -0.001566    0.000000  -3.621E-06 
        ~104        NEVE   LinStatic                0.000000  -2.626E-10   -0.000644    0.000000  -2.479E-06 
        ~104      VENTOX   LinStatic                0.000000   7.870E-10    0.000159    0.000000   6.562E-07 
        ~104      VENTOY   LinStatic                0.000000   6.297E-09    0.000150    0.000000   1.904E-07 
        ~104      SISMAX LinRespSpec         Max   1.619E-08   1.012E-07    0.000014    0.000000   1.008E-06 
        ~104      SISMAY LinRespSpec         Max   8.186E-09   1.397E-07    0.000024    0.000000   1.447E-06 
        ~104        TERM   LinStatic                0.000000   2.443E-10  -5.618E-06    0.000000   9.060E-07 
        ~104       COMB1 Combination         Max    0.000000  -3.009E-10   -0.007555    0.000000  -7.330E-06 
        ~104       COMB1 Combination         Min    0.000000  -3.009E-10   -0.007555    0.000000  -7.330E-06 
        ~104       COMB2 Combination         Max    0.000000  -5.635E-10   -0.008199    0.000000  -9.808E-06 
        ~104       COMB2 Combination         Min    0.000000  -5.635E-10   -0.008199    0.000000  -9.808E-06 
        ~104       COMB3 Combination         Max    0.000000   4.861E-10   -0.007396    0.000000  -6.674E-06 
        ~104       COMB3 Combination         Min    0.000000   4.861E-10   -0.007396    0.000000  -6.674E-06 
        ~104       COMB4 Combination         Max    0.000000   5.996E-09   -0.007405    0.000000  -7.139E-06 
        ~104       COMB4 Combination         Min    0.000000   5.996E-09   -0.007405    0.000000  -7.139E-06 
        ~104       COMB5 Combination         Max    0.000000   2.235E-10   -0.008040    0.000000  -9.152E-06 
        ~104       COMB5 Combination         Min    0.000000   2.235E-10   -0.008040    0.000000  -9.152E-06 
        ~104       COMB6 Combination         Max    0.000000   5.734E-09   -0.008048    0.000000  -9.618E-06 
        ~104       COMB6 Combination         Min    0.000000   5.734E-09   -0.008048    0.000000  -9.618E-06 
        ~104       COMB7 Combination         Max    0.000000  -7.896E-10   -0.007544    0.000000  -9.142E-06 
        ~104       COMB7 Combination         Min    0.000000  -7.896E-10   -0.007544    0.000000  -9.142E-06 
        ~104       COMB8 Combination         Max    0.000000  -1.052E-09   -0.008187    0.000000   -0.000012 
        ~104       COMB8 Combination         Min    0.000000  -1.052E-09   -0.008187    0.000000   -0.000012 
        ~104       COMB9 Combination         Max    0.000000  -2.548E-12   -0.007385    0.000000  -8.486E-06 
        ~104       COMB9 Combination         Min    0.000000  -2.548E-12   -0.007385    0.000000  -8.486E-06 
        ~104      COMB10 Combination         Max    0.000000   5.508E-09   -0.007393    0.000000  -8.951E-06 
        ~104      COMB10 Combination         Min    0.000000   5.508E-09   -0.007393    0.000000  -8.951E-06 
        ~104      COMB11 Combination         Max    0.000000  -2.652E-10   -0.008029    0.000000   -0.000011 
        ~104      COMB11 Combination         Min    0.000000  -2.652E-10   -0.008029    0.000000   -0.000011 
        ~104      COMB12 Combination         Max    0.000000   5.245E-09   -0.008037    0.000000   -0.000011 
        ~104      COMB12 Combination         Min    0.000000   5.245E-09   -0.008037    0.000000   -0.000011 
        ~104      COMB13 Combination         Max   1.619E-08   1.004E-07   -0.008179    0.000000  -9.706E-06 
        ~104      COMB13 Combination         Min  -1.619E-08  -1.020E-07   -0.008207    0.000000   -0.000012 
        ~104      COMB14 Combination         Max   8.186E-09   1.388E-07   -0.008170    0.000000  -9.268E-06 
        ~104      COMB14 Combination         Min  -8.186E-09  -1.405E-07   -0.008217    0.000000   -0.000012 
        ~104         INV Combination         Max   1.619E-08   1.388E-07   -0.007385    0.000000  -6.674E-06 
        ~104         INV Combination         Min  -1.619E-08  -1.405E-07   -0.008217    0.000000   -0.000012 
 
 
Table: Joint Displacements - Absolute, Part 2 of 2 
 
       Joint  OutputCase    StepType          R3 
        Text        Text        Text     Radians 
 
           1          PP               5.071E-10 
           1        PERM               3.257E-09 
           1        NEVE               2.228E-09 
           1      VENTOX              -5.506E-10 
           1      VENTOY               2.005E-08 
           1      SISMAX         Max   3.269E-08 
           1      SISMAY         Max   3.508E-07 
           1        TERM               4.045E-10 
           1       COMB1         Max   4.168E-09 
           1       COMB1         Min   4.168E-09 
           1       COMB2         Max   6.397E-09 
           1       COMB2         Min   6.397E-09 
           1       COMB3         Max   3.618E-09 
           1       COMB3         Min   3.618E-09 
           1       COMB4         Max   2.422E-08 
           1       COMB4         Min   2.422E-08 
           1       COMB5         Max   5.846E-09 
           1       COMB5         Min   5.846E-09 
           1       COMB6         Max   2.644E-08 
           1       COMB6         Min   2.644E-08 
           1       COMB7         Max   3.359E-09 
           1       COMB7         Min   3.359E-09 
           1       COMB8         Max   5.588E-09 
           1       COMB8         Min   5.588E-09 
           1       COMB9         Max   2.809E-09 
           1       COMB9         Min   2.809E-09 
           1      COMB10         Max   2.341E-08 
           1      COMB10         Min   2.341E-08 
           1      COMB11         Max   5.037E-09 
           1      COMB11         Min   5.037E-09 
           1      COMB12         Max   2.564E-08 
           1      COMB12         Min   2.564E-08 
           1      COMB13         Max   3.868E-08 
           1      COMB13         Min  -2.669E-08 
           1      COMB14         Max   3.568E-07 
           1      COMB14         Min  -3.448E-07 
           1         INV         Max   3.568E-07 
           1         INV         Min  -3.448E-07 
           2          PP              -9.842E-11 
           2        PERM              -5.795E-10 
           2        NEVE              -3.965E-10 
           2      VENTOX               9.763E-11 
           2      VENTOY              -2.646E-09 
           2      SISMAX         Max   2.203E-08 
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           2      SISMAY         Max   2.249E-07 
           2        TERM              -7.838E-11 
           2       COMB1         Max  -7.563E-10 
           2       COMB1         Min  -7.563E-10 
           2       COMB2         Max  -1.153E-09 
           2       COMB2         Min  -1.153E-09 
           2       COMB3         Max  -6.587E-10 
           2       COMB3         Min  -6.587E-10 
           2       COMB4         Max  -3.402E-09 
           2       COMB4         Min  -3.402E-09 
           2       COMB5         Max  -1.055E-09 
           2       COMB5         Min  -1.055E-09 
           2       COMB6         Max  -3.799E-09 
           2       COMB6         Min  -3.799E-09 
           2       COMB7         Max  -5.995E-10 
           2       COMB7         Min  -5.995E-10 
           2       COMB8         Max  -9.960E-10 
           2       COMB8         Min  -9.960E-10 
           2       COMB9         Max  -5.019E-10 
           2       COMB9         Min  -5.019E-10 
           2      COMB10         Max  -3.245E-09 
           2      COMB10         Min  -3.245E-09 
           2      COMB11         Max  -8.984E-10 
           2      COMB11         Min  -8.984E-10 
           2      COMB12         Max  -3.642E-09 
           2      COMB12         Min  -3.642E-09 
           2      COMB13         Max   2.095E-08 
           2      COMB13         Min  -2.310E-08 
           2      COMB14         Max   2.238E-07 
           2      COMB14         Min  -2.260E-07 
           2         INV         Max   2.238E-07 
           2         INV         Min  -2.260E-07 
           3          PP               2.454E-11 
           3        PERM               7.847E-10 
           3        NEVE               5.369E-10 
           3      VENTOX              -1.311E-10 
           3      VENTOY               2.348E-09 
           3      SISMAX         Max   2.057E-08 
           3      SISMAY         Max   1.830E-07 
           3        TERM               2.218E-11 
           3       COMB1         Max   8.315E-10 
           3       COMB1         Min   8.315E-10 
           3       COMB2         Max   1.368E-09 
           3       COMB2         Min   1.368E-09 
           3       COMB3         Max   7.004E-10 
           3       COMB3         Min   7.004E-10 
           3       COMB4         Max   3.179E-09 
           3       COMB4         Min   3.179E-09 
           3       COMB5         Max   1.237E-09 
           3       COMB5         Min   1.237E-09 
           3       COMB6         Max   3.716E-09 
           3       COMB6         Min   3.716E-09 
           3       COMB7         Max   7.871E-10 
           3       COMB7         Min   7.871E-10 
           3       COMB8         Max   1.324E-09 
           3       COMB8         Min   1.324E-09 
           3       COMB9         Max   6.560E-10 
           3       COMB9         Min   6.560E-10 
           3      COMB10         Max   3.135E-09 
           3      COMB10         Min   3.135E-09 
           3      COMB11         Max   1.193E-09 
           3      COMB11         Min   1.193E-09 
           3      COMB12         Max   3.672E-09 
           3      COMB12         Min   3.672E-09 
           3      COMB13         Max   2.192E-08 
           3      COMB13         Min  -1.922E-08 
           3      COMB14         Max   1.844E-07 
           3      COMB14         Min  -1.817E-07 
           3         INV         Max   1.844E-07 
           3         INV         Min  -1.817E-07 
           4          PP              -9.003E-12 
           4        PERM              -1.334E-10 
           4        NEVE              -9.127E-11 
           4      VENTOX               2.094E-11 
           4      VENTOY               1.157E-09 
           4      SISMAX         Max   3.223E-08 
           4      SISMAY         Max   1.298E-07 
           4        TERM              -8.176E-12 
           4       COMB1         Max  -1.506E-10 
           4       COMB1         Min  -1.506E-10 
           4       COMB2         Max  -2.418E-10 
           4       COMB2         Min  -2.418E-10 
           4       COMB3         Max  -1.296E-10 
           4       COMB3         Min  -1.296E-10 
           4       COMB4         Max   1.006E-09 
           4       COMB4         Min   1.006E-09 
           4       COMB5         Max  -2.209E-10 
           4       COMB5         Min  -2.209E-10 
           4       COMB6         Max   9.149E-10 
           4       COMB6         Min   9.149E-10 
           4       COMB7         Max  -1.342E-10 
           4       COMB7         Min  -1.342E-10 
           4       COMB8         Max  -2.255E-10 
           4       COMB8         Min  -2.255E-10 
           4       COMB9         Max  -1.133E-10 
           4       COMB9         Min  -1.133E-10 
           4      COMB10         Max   1.023E-09 
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           4      COMB10         Min   1.023E-09 
           4      COMB11         Max  -2.045E-10 
           4      COMB11         Min  -2.045E-10 
           4      COMB12         Max   9.313E-10 
           4      COMB12         Min   9.313E-10 
           4      COMB13         Max   3.199E-08 
           4      COMB13         Min  -3.246E-08 
           4      COMB14         Max   1.296E-07 
           4      COMB14         Min  -1.300E-07 
           4         INV         Max   1.296E-07 
           4         INV         Min  -1.300E-07 
           5          PP              -5.028E-12 
           5        PERM               6.596E-11 
           5        NEVE               4.513E-11 
           5      VENTOX               1.292E-12 
           5      VENTOY              -1.522E-08 
           5      SISMAX         Max   3.663E-08 
           5      SISMAY         Max   1.355E-07 
           5        TERM               1.116E-12 
           5       COMB1         Max   6.205E-11 
           5       COMB1         Min   6.205E-11 
           5       COMB2         Max   1.072E-10 
           5       COMB2         Min   1.072E-10 
           5       COMB3         Max   6.334E-11 
           5       COMB3         Min   6.334E-11 
           5       COMB4         Max  -1.516E-08 
           5       COMB4         Min  -1.516E-08 
           5       COMB5         Max   1.085E-10 
           5       COMB5         Min   1.085E-10 
           5       COMB6         Max  -1.511E-08 
           5       COMB6         Min  -1.511E-08 
           5       COMB7         Max   5.981E-11 
           5       COMB7         Min   5.981E-11 
           5       COMB8         Max   1.049E-10 
           5       COMB8         Min   1.049E-10 
           5       COMB9         Max   6.111E-11 
           5       COMB9         Min   6.111E-11 
           5      COMB10         Max  -1.516E-08 
           5      COMB10         Min  -1.516E-08 
           5      COMB11         Max   1.062E-10 
           5      COMB11         Min   1.062E-10 
           5      COMB12         Max  -1.511E-08 
           5      COMB12         Min  -1.511E-08 
           5      COMB13         Max   3.674E-08 
           5      COMB13         Min  -3.653E-08 
           5      COMB14         Max   1.356E-07 
           5      COMB14         Min  -1.354E-07 
           5         INV         Max   1.356E-07 
           5         INV         Min  -1.354E-07 
           6          PP              -8.904E-13 
           6        PERM              -8.874E-12 
           6        NEVE              -6.072E-12 
           6      VENTOX               8.004E-12 
           6      VENTOY               3.577E-09 
           6      SISMAX         Max   4.379E-08 
           6      SISMAY         Max   1.005E-07 
           6        TERM               1.198E-13 
           6       COMB1         Max  -9.645E-12 
           6       COMB1         Min  -9.645E-12 
           6       COMB2         Max  -1.572E-11 
           6       COMB2         Min  -1.572E-11 
           6       COMB3         Max  -1.641E-12 
           6       COMB3         Min  -1.641E-12 
           6       COMB4         Max   3.567E-09 
           6       COMB4         Min   3.567E-09 
           6       COMB5         Max  -7.713E-12 
           6       COMB5         Min  -7.713E-12 
           6       COMB6         Max   3.561E-09 
           6       COMB6         Min   3.561E-09 
           6       COMB7         Max  -9.885E-12 
           6       COMB7         Min  -9.885E-12 
           6       COMB8         Max  -1.596E-11 
           6       COMB8         Min  -1.596E-11 
           6       COMB9         Max  -1.880E-12 
           6       COMB9         Min  -1.880E-12 
           6      COMB10         Max   3.567E-09 
           6      COMB10         Min   3.567E-09 
           6      COMB11         Max  -7.952E-12 
           6      COMB11         Min  -7.952E-12 
           6      COMB12         Max   3.561E-09 
           6      COMB12         Min   3.561E-09 
           6      COMB13         Max   4.377E-08 
           6      COMB13         Min  -4.381E-08 
           6      COMB14         Max   1.005E-07 
           6      COMB14         Min  -1.005E-07 
           6         INV         Max   1.005E-07 
           6         INV         Min  -1.005E-07 
           7          PP               2.413E-11 
           7        PERM              -5.794E-12 
           7        NEVE              -3.964E-12 
           7      VENTOX              -2.114E-11 
           7      VENTOY              -3.517E-08 
           7      SISMAX         Max   5.248E-08 
           7      SISMAY         Max   1.406E-07 
           7        TERM               2.026E-11 
           7       COMB1         Max   3.859E-11 
           7       COMB1         Min   3.859E-11 
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           7       COMB2         Max   3.463E-11 
           7       COMB2         Min   3.463E-11 
           7       COMB3         Max   1.746E-11 
           7       COMB3         Min   1.746E-11 
           7       COMB4         Max  -3.514E-08 
           7       COMB4         Min  -3.514E-08 
           7       COMB5         Max   1.349E-11 
           7       COMB5         Min   1.349E-11 
           7       COMB6         Max  -3.514E-08 
           7       COMB6         Min  -3.514E-08 
           7       COMB7         Max  -1.930E-12 
           7       COMB7         Min  -1.930E-12 
           7       COMB8         Max  -5.894E-12 
           7       COMB8         Min  -5.894E-12 
           7       COMB9         Max  -2.307E-11 
           7       COMB9         Min  -2.307E-11 
           7      COMB10         Max  -3.518E-08 
           7      COMB10         Min  -3.518E-08 
           7      COMB11         Max  -2.703E-11 
           7      COMB11         Min  -2.703E-11 
           7      COMB12         Max  -3.518E-08 
           7      COMB12         Min  -3.518E-08 
           7      COMB13         Max   5.250E-08 
           7      COMB13         Min  -5.247E-08 
           7      COMB14         Max   1.406E-07 
           7      COMB14         Min  -1.405E-07 
           7         INV         Max   1.406E-07 
           7         INV         Min  -1.405E-07 
           8          PP               2.692E-11 
           8        PERM               1.118E-10 
           8        NEVE               7.651E-11 
           8      VENTOX               2.743E-11 
           8      VENTOY               5.536E-09 
           8      SISMAX         Max   6.525E-08 
           8      SISMAY         Max   7.563E-08 
           8        TERM               3.616E-11 
           8       COMB1         Max   1.749E-10 
           8       COMB1         Min   1.749E-10 
           8       COMB2         Max   2.514E-10 
           8       COMB2         Min   2.514E-10 
           8       COMB3         Max   2.023E-10 
           8       COMB3         Min   2.023E-10 
           8       COMB4         Max   5.711E-09 
           8       COMB4         Min   5.711E-09 
           8       COMB5         Max   2.788E-10 
           8       COMB5         Min   2.788E-10 
           8       COMB6         Max   5.787E-09 
           8       COMB6         Min   5.787E-09 
           8       COMB7         Max   1.026E-10 
           8       COMB7         Min   1.026E-10 
           8       COMB8         Max   1.791E-10 
           8       COMB8         Min   1.791E-10 
           8       COMB9         Max   1.300E-10 
           8       COMB9         Min   1.300E-10 
           8      COMB10         Max   5.638E-09 
           8      COMB10         Min   5.638E-09 
           8      COMB11         Max   2.065E-10 
           8      COMB11         Min   2.065E-10 
           8      COMB12         Max   5.715E-09 
           8      COMB12         Min   5.715E-09 
           8      COMB13         Max   6.546E-08 
           8      COMB13         Min  -6.503E-08 
           8      COMB14         Max   7.585E-08 
           8      COMB14         Min  -7.541E-08 
           8         INV         Max   7.585E-08 
           8         INV         Min  -7.541E-08 
           9          PP              -1.328E-10 
           9        PERM              -6.557E-10 
           9        NEVE              -4.486E-10 
           9      VENTOX              -2.104E-10 
           9      VENTOY              -5.012E-08 
           9      SISMAX         Max   8.005E-08 
           9      SISMAY         Max   1.484E-07 
           9        TERM              -2.000E-10 
           9       COMB1         Max  -9.885E-10 
           9       COMB1         Min  -9.885E-10 
           9       COMB2         Max  -1.437E-09 
           9       COMB2         Min  -1.437E-09 
           9       COMB3         Max  -1.199E-09 
           9       COMB3         Min  -1.199E-09 
           9       COMB4         Max  -5.111E-08 
           9       COMB4         Min  -5.111E-08 
           9       COMB5         Max  -1.648E-09 
           9       COMB5         Min  -1.648E-09 
           9       COMB6         Max  -5.156E-08 
           9       COMB6         Min  -5.156E-08 
           9       COMB7         Max  -5.885E-10 
           9       COMB7         Min  -5.885E-10 
           9       COMB8         Max  -1.037E-09 
           9       COMB8         Min  -1.037E-09 
           9       COMB9         Max  -7.989E-10 
           9       COMB9         Min  -7.989E-10 
           9      COMB10         Max  -5.071E-08 
           9      COMB10         Min  -5.071E-08 
           9      COMB11         Max  -1.248E-09 
           9      COMB11         Min  -1.248E-09 
           9      COMB12         Max  -5.116E-08 
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           9      COMB12         Min  -5.116E-08 
           9      COMB13         Max   7.881E-08 
           9      COMB13         Min  -8.128E-08 
           9      COMB14         Max   1.471E-07 
           9      COMB14         Min  -1.496E-07 
           9         INV         Max   1.471E-07 
           9         INV         Min  -1.496E-07 
          10          PP               7.853E-11 
          10        PERM               1.872E-10 
          10        NEVE               1.281E-10 
          10      VENTOX               2.116E-11 
          10      VENTOY               4.188E-09 
          10      SISMAX         Max   1.024E-07 
          10      SISMAY         Max   9.151E-08 
          10        TERM               9.524E-11 
          10       COMB1         Max   3.610E-10 
          10       COMB1         Min   3.610E-10 
          10       COMB2         Max   4.891E-10 
          10       COMB2         Min   4.891E-10 
          10       COMB3         Max   3.822E-10 
          10       COMB3         Min   3.822E-10 
          10       COMB4         Max   4.549E-09 
          10       COMB4         Min   4.549E-09 
          10       COMB5         Max   5.102E-10 
          10       COMB5         Min   5.102E-10 
          10       COMB6         Max   4.677E-09 
          10       COMB6         Min   4.677E-09 
          10       COMB7         Max   1.705E-10 
          10       COMB7         Min   1.705E-10 
          10       COMB8         Max   2.986E-10 
          10       COMB8         Min   2.986E-10 
          10       COMB9         Max   1.917E-10 
          10       COMB9         Min   1.917E-10 
          10      COMB10         Max   4.358E-09 
          10      COMB10         Min   4.358E-09 
          10      COMB11         Max   3.198E-10 
          10      COMB11         Min   3.198E-10 
          10      COMB12         Max   4.486E-09 
          10      COMB12         Min   4.486E-09 
          10      COMB13         Max   1.028E-07 
          10      COMB13         Min  -1.020E-07 
          10      COMB14         Max   9.190E-08 
          10      COMB14         Min  -9.111E-08 
          10         INV         Max   1.028E-07 
          10         INV         Min  -1.020E-07 
          11          PP              -7.411E-10 
          11        PERM              -1.981E-09 
          11        NEVE              -1.355E-09 
          11      VENTOX              -3.166E-11 
          11      VENTOY              -4.298E-08 
          11      SISMAX         Max   1.335E-07 
          11      SISMAY         Max   1.549E-07 
          11        TERM              -7.742E-10 
          11       COMB1         Max  -3.496E-09 
          11       COMB1         Min  -3.496E-09 
          11       COMB2         Max  -4.852E-09 
          11       COMB2         Min  -4.852E-09 
          11       COMB3         Max  -3.528E-09 
          11       COMB3         Min  -3.528E-09 
          11       COMB4         Max  -4.647E-08 
          11       COMB4         Min  -4.647E-08 
          11       COMB5         Max  -4.883E-09 
          11       COMB5         Min  -4.883E-09 
          11       COMB6         Max  -4.783E-08 
          11       COMB6         Min  -4.783E-08 
          11       COMB7         Max  -1.948E-09 
          11       COMB7         Min  -1.948E-09 
          11       COMB8         Max  -3.303E-09 
          11       COMB8         Min  -3.303E-09 
          11       COMB9         Max  -1.980E-09 
          11       COMB9         Min  -1.980E-09 
          11      COMB10         Max  -4.493E-08 
          11      COMB10         Min  -4.493E-08 
          11      COMB11         Max  -3.335E-09 
          11      COMB11         Min  -3.335E-09 
          11      COMB12         Max  -4.628E-08 
          11      COMB12         Min  -4.628E-08 
          11      COMB13         Max   1.295E-07 
          11      COMB13         Min  -1.376E-07 
          11      COMB14         Max   1.509E-07 
          11      COMB14         Min  -1.590E-07 
          11         INV         Max   1.509E-07 
          11         INV         Min  -1.590E-07 
          12          PP              -7.004E-10 
          12        PERM              -1.728E-09 
          12        NEVE              -1.182E-09 
          12      VENTOX               2.379E-09 
          12      VENTOY              -3.151E-08 
          12      SISMAX         Max   1.910E-07 
          12      SISMAY         Max   2.034E-07 
          12        TERM               5.216E-10 
          12       COMB1         Max  -1.907E-09 
          12       COMB1         Min  -1.907E-09 
          12       COMB2         Max  -3.089E-09 
          12       COMB2         Min  -3.089E-09 
          12       COMB3         Max   4.729E-10 
          12       COMB3         Min   4.729E-10 
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          12       COMB4         Max  -3.342E-08 
          12       COMB4         Min  -3.342E-08 
          12       COMB5         Max  -7.092E-10 
          12       COMB5         Min  -7.092E-10 
          12       COMB6         Max  -3.460E-08 
          12       COMB6         Min  -3.460E-08 
          12       COMB7         Max  -2.950E-09 
          12       COMB7         Min  -2.950E-09 
          12       COMB8         Max  -4.132E-09 
          12       COMB8         Min  -4.132E-09 
          12       COMB9         Max  -5.702E-10 
          12       COMB9         Min  -5.702E-10 
          12      COMB10         Max  -3.446E-08 
          12      COMB10         Min  -3.446E-08 
          12      COMB11         Max  -1.752E-09 
          12      COMB11         Min  -1.752E-09 
          12      COMB12         Max  -3.564E-08 
          12      COMB12         Min  -3.564E-08 
          12      COMB13         Max   1.874E-07 
          12      COMB13         Min  -1.946E-07 
          12      COMB14         Max   1.998E-07 
          12      COMB14         Min  -2.070E-07 
          12         INV         Max   1.998E-07 
          12         INV         Min  -2.070E-07 
          13          PP               3.302E-11 
          13        PERM               5.603E-11 
          13        NEVE               3.834E-11 
          13      VENTOX               4.005E-10 
          13      VENTOY              -8.157E-10 
          13      SISMAX         Max   1.368E-07 
          13      SISMAY         Max   1.461E-07 
          13        TERM               2.471E-10 
          13       COMB1         Max   3.362E-10 
          13       COMB1         Min   3.362E-10 
          13       COMB2         Max   3.745E-10 
          13       COMB2         Min   3.745E-10 
          13       COMB3         Max   7.367E-10 
          13       COMB3         Min   7.367E-10 
          13       COMB4         Max  -4.795E-10 
          13       COMB4         Min  -4.795E-10 
          13       COMB5         Max   7.750E-10 
          13       COMB5         Min   7.750E-10 
          13       COMB6         Max  -4.412E-10 
          13       COMB6         Min  -4.412E-10 
          13       COMB7         Max  -1.580E-10 
          13       COMB7         Min  -1.580E-10 
          13       COMB8         Max  -1.197E-10 
          13       COMB8         Min  -1.197E-10 
          13       COMB9         Max   2.425E-10 
          13       COMB9         Min   2.425E-10 
          13      COMB10         Max  -9.737E-10 
          13      COMB10         Min  -9.737E-10 
          13      COMB11         Max   2.808E-10 
          13      COMB11         Min   2.808E-10 
          13      COMB12         Max  -9.354E-10 
          13      COMB12         Min  -9.354E-10 
          13      COMB13         Max   1.369E-07 
          13      COMB13         Min  -1.366E-07 
          13      COMB14         Max   1.462E-07 
          13      COMB14         Min  -1.460E-07 
          13         INV         Max   1.462E-07 
          13         INV         Min  -1.460E-07 
          14          PP                0.000000 
          14        PERM                0.000000 
          14        NEVE                0.000000 
          14      VENTOX                0.000000 
          14      VENTOY              -8.495E-09 
          14      SISMAX         Max   4.191E-12 
          14      SISMAY         Max   1.878E-07 
          14        TERM                0.000000 
          14       COMB1         Max    0.000000 
          14       COMB1         Min    0.000000 
          14       COMB2         Max    0.000000 
          14       COMB2         Min    0.000000 
          14       COMB3         Max    0.000000 
          14       COMB3         Min    0.000000 
          14       COMB4         Max  -8.495E-09 
          14       COMB4         Min  -8.495E-09 
          14       COMB5         Max    0.000000 
          14       COMB5         Min    0.000000 
          14       COMB6         Max  -8.495E-09 
          14       COMB6         Min  -8.495E-09 
          14       COMB7         Max    0.000000 
          14       COMB7         Min    0.000000 
          14       COMB8         Max    0.000000 
          14       COMB8         Min    0.000000 
          14       COMB9         Max    0.000000 
          14       COMB9         Min    0.000000 
          14      COMB10         Max  -8.495E-09 
          14      COMB10         Min  -8.495E-09 
          14      COMB11         Max    0.000000 
          14      COMB11         Min    0.000000 
          14      COMB12         Max  -8.495E-09 
          14      COMB12         Min  -8.495E-09 
          14      COMB13         Max   4.191E-12 
          14      COMB13         Min  -4.191E-12 
          14      COMB14         Max   1.878E-07 
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          14      COMB14         Min  -1.878E-07 
          14         INV         Max   1.878E-07 
          14         INV         Min  -1.878E-07 
          15          PP              -3.302E-11 
          15        PERM              -5.603E-11 
          15        NEVE              -3.834E-11 
          15      VENTOX              -4.005E-10 
          15      VENTOY              -8.178E-10 
          15      SISMAX         Max   1.368E-07 
          15      SISMAY         Max   1.461E-07 
          15        TERM              -2.471E-10 
          15       COMB1         Max  -3.362E-10 
          15       COMB1         Min  -3.362E-10 
          15       COMB2         Max  -3.745E-10 
          15       COMB2         Min  -3.745E-10 
          15       COMB3         Max  -7.367E-10 
          15       COMB3         Min  -7.367E-10 
          15       COMB4         Max  -1.154E-09 
          15       COMB4         Min  -1.154E-09 
          15       COMB5         Max  -7.750E-10 
          15       COMB5         Min  -7.750E-10 
          15       COMB6         Max  -1.192E-09 
          15       COMB6         Min  -1.192E-09 
          15       COMB7         Max   1.580E-10 
          15       COMB7         Min   1.580E-10 
          15       COMB8         Max   1.197E-10 
          15       COMB8         Min   1.197E-10 
          15       COMB9         Max  -2.425E-10 
          15       COMB9         Min  -2.425E-10 
          15      COMB10         Max  -6.598E-10 
          15      COMB10         Min  -6.598E-10 
          15      COMB11         Max  -2.808E-10 
          15      COMB11         Min  -2.808E-10 
          15      COMB12         Max  -6.981E-10 
          15      COMB12         Min  -6.981E-10 
          15      COMB13         Max   1.366E-07 
          15      COMB13         Min  -1.369E-07 
          15      COMB14         Max   1.460E-07 
          15      COMB14         Min  -1.462E-07 
          15         INV         Max   1.460E-07 
          15         INV         Min  -1.462E-07 
          16          PP              -5.071E-10 
          16        PERM              -3.257E-09 
          16        NEVE              -2.228E-09 
          16      VENTOX               5.506E-10 
          16      VENTOY               1.815E-08 
          16      SISMAX         Max   3.269E-08 
          16      SISMAY         Max   3.508E-07 
          16        TERM              -4.045E-10 
          16       COMB1         Max  -4.168E-09 
          16       COMB1         Min  -4.168E-09 
          16       COMB2         Max  -6.397E-09 
          16       COMB2         Min  -6.397E-09 
          16       COMB3         Max  -3.618E-09 
          16       COMB3         Min  -3.618E-09 
          16       COMB4         Max   1.399E-08 
          16       COMB4         Min   1.399E-08 
          16       COMB5         Max  -5.846E-09 
          16       COMB5         Min  -5.846E-09 
          16       COMB6         Max   1.176E-08 
          16       COMB6         Min   1.176E-08 
          16       COMB7         Max  -3.359E-09 
          16       COMB7         Min  -3.359E-09 
          16       COMB8         Max  -5.588E-09 
          16       COMB8         Min  -5.588E-09 
          16       COMB9         Max  -2.809E-09 
          16       COMB9         Min  -2.809E-09 
          16      COMB10         Max   1.479E-08 
          16      COMB10         Min   1.479E-08 
          16      COMB11         Max  -5.037E-09 
          16      COMB11         Min  -5.037E-09 
          16      COMB12         Max   1.257E-08 
          16      COMB12         Min   1.257E-08 
          16      COMB13         Max   2.669E-08 
          16      COMB13         Min  -3.868E-08 
          16      COMB14         Max   3.448E-07 
          16      COMB14         Min  -3.568E-07 
          16         INV         Max   3.448E-07 
          16         INV         Min  -3.568E-07 
          17          PP               9.842E-11 
          17        PERM               5.795E-10 
          17        NEVE               3.965E-10 
          17      VENTOX              -9.763E-11 
          17      VENTOY              -2.288E-09 
          17      SISMAX         Max   2.203E-08 
          17      SISMAY         Max   2.249E-07 
          17        TERM               7.838E-11 
          17       COMB1         Max   7.563E-10 
          17       COMB1         Min   7.563E-10 
          17       COMB2         Max   1.153E-09 
          17       COMB2         Min   1.153E-09 
          17       COMB3         Max   6.587E-10 
          17       COMB3         Min   6.587E-10 
          17       COMB4         Max  -1.532E-09 
          17       COMB4         Min  -1.532E-09 
          17       COMB5         Max   1.055E-09 
          17       COMB5         Min   1.055E-09 
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          17       COMB6         Max  -1.135E-09 
          17       COMB6         Min  -1.135E-09 
          17       COMB7         Max   5.995E-10 
          17       COMB7         Min   5.995E-10 
          17       COMB8         Max   9.960E-10 
          17       COMB8         Min   9.960E-10 
          17       COMB9         Max   5.019E-10 
          17       COMB9         Min   5.019E-10 
          17      COMB10         Max  -1.689E-09 
          17      COMB10         Min  -1.689E-09 
          17      COMB11         Max   8.984E-10 
          17      COMB11         Min   8.984E-10 
          17      COMB12         Max  -1.292E-09 
          17      COMB12         Min  -1.292E-09 
          17      COMB13         Max   2.310E-08 
          17      COMB13         Min  -2.095E-08 
          17      COMB14         Max   2.260E-07 
          17      COMB14         Min  -2.238E-07 
          17         INV         Max   2.260E-07 
          17         INV         Min  -2.238E-07 
          18          PP              -2.454E-11 
          18        PERM              -7.847E-10 
          18        NEVE              -5.369E-10 
          18      VENTOX               1.311E-10 
          18      VENTOY               2.280E-09 
          18      SISMAX         Max   2.057E-08 
          18      SISMAY         Max   1.830E-07 
          18        TERM              -2.218E-11 
          18       COMB1         Max  -8.315E-10 
          18       COMB1         Min  -8.315E-10 
          18       COMB2         Max  -1.368E-09 
          18       COMB2         Min  -1.368E-09 
          18       COMB3         Max  -7.004E-10 
          18       COMB3         Min  -7.004E-10 
          18       COMB4         Max   1.448E-09 
          18       COMB4         Min   1.448E-09 
          18       COMB5         Max  -1.237E-09 
          18       COMB5         Min  -1.237E-09 
          18       COMB6         Max   9.115E-10 
          18       COMB6         Min   9.115E-10 
          18       COMB7         Max  -7.871E-10 
          18       COMB7         Min  -7.871E-10 
          18       COMB8         Max  -1.324E-09 
          18       COMB8         Min  -1.324E-09 
          18       COMB9         Max  -6.560E-10 
          18       COMB9         Min  -6.560E-10 
          18      COMB10         Max   1.493E-09 
          18      COMB10         Min   1.493E-09 
          18      COMB11         Max  -1.193E-09 
          18      COMB11         Min  -1.193E-09 
          18      COMB12         Max   9.559E-10 
          18      COMB12         Min   9.559E-10 
          18      COMB13         Max   1.922E-08 
          18      COMB13         Min  -2.192E-08 
          18      COMB14         Max   1.817E-07 
          18      COMB14         Min  -1.844E-07 
          18         INV         Max   1.817E-07 
          18         INV         Min  -1.844E-07 
          19          PP               9.003E-12 
          19        PERM               1.334E-10 
          19        NEVE               9.127E-11 
          19      VENTOX              -2.094E-11 
          19      VENTOY               1.185E-09 
          19      SISMAX         Max   3.223E-08 
          19      SISMAY         Max   1.298E-07 
          19        TERM               8.176E-12 
          19       COMB1         Max   1.506E-10 
          19       COMB1         Min   1.506E-10 
          19       COMB2         Max   2.418E-10 
          19       COMB2         Min   2.418E-10 
          19       COMB3         Max   1.296E-10 
          19       COMB3         Min   1.296E-10 
          19       COMB4         Max   1.336E-09 
          19       COMB4         Min   1.336E-09 
          19       COMB5         Max   2.209E-10 
          19       COMB5         Min   2.209E-10 
          19       COMB6         Max   1.427E-09 
          19       COMB6         Min   1.427E-09 
          19       COMB7         Max   1.342E-10 
          19       COMB7         Min   1.342E-10 
          19       COMB8         Max   2.255E-10 
          19       COMB8         Min   2.255E-10 
          19       COMB9         Max   1.133E-10 
          19       COMB9         Min   1.133E-10 
          19      COMB10         Max   1.319E-09 
          19      COMB10         Min   1.319E-09 
          19      COMB11         Max   2.045E-10 
          19      COMB11         Min   2.045E-10 
          19      COMB12         Max   1.411E-09 
          19      COMB12         Min   1.411E-09 
          19      COMB13         Max   3.246E-08 
          19      COMB13         Min  -3.199E-08 
          19      COMB14         Max   1.300E-07 
          19      COMB14         Min  -1.295E-07 
          19         INV         Max   1.300E-07 
          19         INV         Min  -1.295E-07 
          20          PP               5.028E-12 
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          20        PERM              -6.596E-11 
          20        NEVE              -4.513E-11 
          20      VENTOX              -1.292E-12 
          20      VENTOY              -1.516E-08 
          20      SISMAX         Max   3.663E-08 
          20      SISMAY         Max   1.355E-07 
          20        TERM              -1.116E-12 
          20       COMB1         Max  -6.205E-11 
          20       COMB1         Min  -6.205E-11 
          20       COMB2         Max  -1.072E-10 
          20       COMB2         Min  -1.072E-10 
          20       COMB3         Max  -6.334E-11 
          20       COMB3         Min  -6.334E-11 
          20       COMB4         Max  -1.522E-08 
          20       COMB4         Min  -1.522E-08 
          20       COMB5         Max  -1.085E-10 
          20       COMB5         Min  -1.085E-10 
          20       COMB6         Max  -1.526E-08 
          20       COMB6         Min  -1.526E-08 
          20       COMB7         Max  -5.981E-11 
          20       COMB7         Min  -5.981E-11 
          20       COMB8         Max  -1.049E-10 
          20       COMB8         Min  -1.049E-10 
          20       COMB9         Max  -6.111E-11 
          20       COMB9         Min  -6.111E-11 
          20      COMB10         Max  -1.522E-08 
          20      COMB10         Min  -1.522E-08 
          20      COMB11         Max  -1.062E-10 
          20      COMB11         Min  -1.062E-10 
          20      COMB12         Max  -1.526E-08 
          20      COMB12         Min  -1.526E-08 
          20      COMB13         Max   3.653E-08 
          20      COMB13         Min  -3.674E-08 
          20      COMB14         Max   1.354E-07 
          20      COMB14         Min  -1.356E-07 
          20         INV         Max   1.354E-07 
          20         INV         Min  -1.356E-07 
          21          PP               8.904E-13 
          21        PERM               8.874E-12 
          21        NEVE               6.072E-12 
          21      VENTOX              -8.004E-12 
          21      VENTOY               3.577E-09 
          21      SISMAX         Max   4.379E-08 
          21      SISMAY         Max   1.005E-07 
          21        TERM              -1.198E-13 
          21       COMB1         Max   9.645E-12 
          21       COMB1         Min   9.645E-12 
          21       COMB2         Max   1.572E-11 
          21       COMB2         Min   1.572E-11 
          21       COMB3         Max   1.641E-12 
          21       COMB3         Min   1.641E-12 
          21       COMB4         Max   3.587E-09 
          21       COMB4         Min   3.587E-09 
          21       COMB5         Max   7.713E-12 
          21       COMB5         Min   7.713E-12 
          21       COMB6         Max   3.593E-09 
          21       COMB6         Min   3.593E-09 
          21       COMB7         Max   9.885E-12 
          21       COMB7         Min   9.885E-12 
          21       COMB8         Max   1.596E-11 
          21       COMB8         Min   1.596E-11 
          21       COMB9         Max   1.880E-12 
          21       COMB9         Min   1.880E-12 
          21      COMB10         Max   3.587E-09 
          21      COMB10         Min   3.587E-09 
          21      COMB11         Max   7.952E-12 
          21      COMB11         Min   7.952E-12 
          21      COMB12         Max   3.593E-09 
          21      COMB12         Min   3.593E-09 
          21      COMB13         Max   4.380E-08 
          21      COMB13         Min  -4.377E-08 
          21      COMB14         Max   1.005E-07 
          21      COMB14         Min  -1.005E-07 
          21         INV         Max   1.005E-07 
          21         INV         Min  -1.005E-07 
          22          PP              -2.413E-11 
          22        PERM               5.794E-12 
          22        NEVE               3.964E-12 
          22      VENTOX               2.114E-11 
          22      VENTOY              -3.522E-08 
          22      SISMAX         Max   5.248E-08 
          22      SISMAY         Max   1.406E-07 
          22        TERM              -2.026E-11 
          22       COMB1         Max  -3.859E-11 
          22       COMB1         Min  -3.859E-11 
          22       COMB2         Max  -3.463E-11 
          22       COMB2         Min  -3.463E-11 
          22       COMB3         Max  -1.746E-11 
          22       COMB3         Min  -1.746E-11 
          22       COMB4         Max  -3.526E-08 
          22       COMB4         Min  -3.526E-08 
          22       COMB5         Max  -1.349E-11 
          22       COMB5         Min  -1.349E-11 
          22       COMB6         Max  -3.526E-08 
          22       COMB6         Min  -3.526E-08 
          22       COMB7         Max   1.930E-12 
          22       COMB7         Min   1.930E-12 
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          22       COMB8         Max   5.894E-12 
          22       COMB8         Min   5.894E-12 
          22       COMB9         Max   2.307E-11 
          22       COMB9         Min   2.307E-11 
          22      COMB10         Max  -3.522E-08 
          22      COMB10         Min  -3.522E-08 
          22      COMB11         Max   2.703E-11 
          22      COMB11         Min   2.703E-11 
          22      COMB12         Max  -3.522E-08 
          22      COMB12         Min  -3.522E-08 
          22      COMB13         Max   5.247E-08 
          22      COMB13         Min  -5.250E-08 
          22      COMB14         Max   1.405E-07 
          22      COMB14         Min  -1.406E-07 
          22         INV         Max   1.405E-07 
          22         INV         Min  -1.406E-07 
          23          PP              -2.692E-11 
          23        PERM              -1.118E-10 
          23        NEVE              -7.651E-11 
          23      VENTOX              -2.743E-11 
          23      VENTOY               5.541E-09 
          23      SISMAX         Max   6.525E-08 
          23      SISMAY         Max   7.563E-08 
          23        TERM              -3.616E-11 
          23       COMB1         Max  -1.749E-10 
          23       COMB1         Min  -1.749E-10 
          23       COMB2         Max  -2.514E-10 
          23       COMB2         Min  -2.514E-10 
          23       COMB3         Max  -2.023E-10 
          23       COMB3         Min  -2.023E-10 
          23       COMB4         Max   5.366E-09 
          23       COMB4         Min   5.366E-09 
          23       COMB5         Max  -2.788E-10 
          23       COMB5         Min  -2.788E-10 
          23       COMB6         Max   5.290E-09 
          23       COMB6         Min   5.290E-09 
          23       COMB7         Max  -1.026E-10 
          23       COMB7         Min  -1.026E-10 
          23       COMB8         Max  -1.791E-10 
          23       COMB8         Min  -1.791E-10 
          23       COMB9         Max  -1.300E-10 
          23       COMB9         Min  -1.300E-10 
          23      COMB10         Max   5.438E-09 
          23      COMB10         Min   5.438E-09 
          23      COMB11         Max  -2.065E-10 
          23      COMB11         Min  -2.065E-10 
          23      COMB12         Max   5.362E-09 
          23      COMB12         Min   5.362E-09 
          23      COMB13         Max   6.503E-08 
          23      COMB13         Min  -6.546E-08 
          23      COMB14         Max   7.542E-08 
          23      COMB14         Min  -7.585E-08 
          23         INV         Max   7.542E-08 
          23         INV         Min  -7.585E-08 
          24          PP               1.328E-10 
          24        PERM               6.557E-10 
          24        NEVE               4.486E-10 
          24      VENTOX               2.104E-10 
          24      VENTOY              -5.023E-08 
          24      SISMAX         Max   8.005E-08 
          24      SISMAY         Max   1.484E-07 
          24        TERM               2.000E-10 
          24       COMB1         Max   9.885E-10 
          24       COMB1         Min   9.885E-10 
          24       COMB2         Max   1.437E-09 
          24       COMB2         Min   1.437E-09 
          24       COMB3         Max   1.199E-09 
          24       COMB3         Min   1.199E-09 
          24       COMB4         Max  -4.924E-08 
          24       COMB4         Min  -4.924E-08 
          24       COMB5         Max   1.648E-09 
          24       COMB5         Min   1.648E-09 
          24       COMB6         Max  -4.879E-08 
          24       COMB6         Min  -4.879E-08 
          24       COMB7         Max   5.885E-10 
          24       COMB7         Min   5.885E-10 
          24       COMB8         Max   1.037E-09 
          24       COMB8         Min   1.037E-09 
          24       COMB9         Max   7.989E-10 
          24       COMB9         Min   7.989E-10 
          24      COMB10         Max  -4.964E-08 
          24      COMB10         Min  -4.964E-08 
          24      COMB11         Max   1.248E-09 
          24      COMB11         Min   1.248E-09 
          24      COMB12         Max  -4.919E-08 
          24      COMB12         Min  -4.919E-08 
          24      COMB13         Max   8.128E-08 
          24      COMB13         Min  -7.881E-08 
          24      COMB14         Max   1.496E-07 
          24      COMB14         Min  -1.471E-07 
          24         INV         Max   1.496E-07 
          24         INV         Min  -1.471E-07 
          25          PP              -7.853E-11 
          25        PERM              -1.872E-10 
          25        NEVE              -1.281E-10 
          25      VENTOX              -2.116E-11 
          25      VENTOY               4.114E-09 
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          25      SISMAX         Max   1.024E-07 
          25      SISMAY         Max   9.151E-08 
          25        TERM              -9.524E-11 
          25       COMB1         Max  -3.610E-10 
          25       COMB1         Min  -3.610E-10 
          25       COMB2         Max  -4.891E-10 
          25       COMB2         Min  -4.891E-10 
          25       COMB3         Max  -3.822E-10 
          25       COMB3         Min  -3.822E-10 
          25       COMB4         Max   3.753E-09 
          25       COMB4         Min   3.753E-09 
          25       COMB5         Max  -5.102E-10 
          25       COMB5         Min  -5.102E-10 
          25       COMB6         Max   3.624E-09 
          25       COMB6         Min   3.624E-09 
          25       COMB7         Max  -1.705E-10 
          25       COMB7         Min  -1.705E-10 
          25       COMB8         Max  -2.986E-10 
          25       COMB8         Min  -2.986E-10 
          25       COMB9         Max  -1.917E-10 
          25       COMB9         Min  -1.917E-10 
          25      COMB10         Max   3.943E-09 
          25      COMB10         Min   3.943E-09 
          25      COMB11         Max  -3.198E-10 
          25      COMB11         Min  -3.198E-10 
          25      COMB12         Max   3.815E-09 
          25      COMB12         Min   3.815E-09 
          25      COMB13         Max   1.020E-07 
          25      COMB13         Min  -1.028E-07 
          25      COMB14         Max   9.111E-08 
          25      COMB14         Min  -9.190E-08 
          25         INV         Max   1.020E-07 
          25         INV         Min  -1.028E-07 
          26          PP               7.411E-10 
          26        PERM               1.981E-09 
          26        NEVE               1.355E-09 
          26      VENTOX               3.166E-11 
          26      VENTOY              -4.246E-08 
          26      SISMAX         Max   1.335E-07 
          26      SISMAY         Max   1.549E-07 
          26        TERM               7.742E-10 
          26       COMB1         Max   3.496E-09 
          26       COMB1         Min   3.496E-09 
          26       COMB2         Max   4.852E-09 
          26       COMB2         Min   4.852E-09 
          26       COMB3         Max   3.528E-09 
          26       COMB3         Min   3.528E-09 
          26       COMB4         Max  -3.896E-08 
          26       COMB4         Min  -3.896E-08 
          26       COMB5         Max   4.883E-09 
          26       COMB5         Min   4.883E-09 
          26       COMB6         Max  -3.761E-08 
          26       COMB6         Min  -3.761E-08 
          26       COMB7         Max   1.948E-09 
          26       COMB7         Min   1.948E-09 
          26       COMB8         Max   3.303E-09 
          26       COMB8         Min   3.303E-09 
          26       COMB9         Max   1.980E-09 
          26       COMB9         Min   1.980E-09 
          26      COMB10         Max  -4.051E-08 
          26      COMB10         Min  -4.051E-08 
          26      COMB11         Max   3.335E-09 
          26      COMB11         Min   3.335E-09 
          26      COMB12         Max  -3.916E-08 
          26      COMB12         Min  -3.916E-08 
          26      COMB13         Max   1.376E-07 
          26      COMB13         Min  -1.295E-07 
          26      COMB14         Max   1.590E-07 
          26      COMB14         Min  -1.509E-07 
          26         INV         Max   1.590E-07 
          26         INV         Min  -1.509E-07 
          27          PP               7.004E-10 
          27        PERM               1.728E-09 
          27        NEVE               1.182E-09 
          27      VENTOX              -2.379E-09 
          27      VENTOY              -3.118E-08 
          27      SISMAX         Max   1.910E-07 
          27      SISMAY         Max   2.034E-07 
          27        TERM              -5.216E-10 
          27       COMB1         Max   1.907E-09 
          27       COMB1         Min   1.907E-09 
          27       COMB2         Max   3.089E-09 
          27       COMB2         Min   3.089E-09 
          27       COMB3         Max  -4.729E-10 
          27       COMB3         Min  -4.729E-10 
          27       COMB4         Max  -2.927E-08 
          27       COMB4         Min  -2.927E-08 
          27       COMB5         Max   7.092E-10 
          27       COMB5         Min   7.092E-10 
          27       COMB6         Max  -2.809E-08 
          27       COMB6         Min  -2.809E-08 
          27       COMB7         Max   2.950E-09 
          27       COMB7         Min   2.950E-09 
          27       COMB8         Max   4.132E-09 
          27       COMB8         Min   4.132E-09 
          27       COMB9         Max   5.702E-10 
          27       COMB9         Min   5.702E-10 
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          27      COMB10         Max  -2.823E-08 
          27      COMB10         Min  -2.823E-08 
          27      COMB11         Max   1.752E-09 
          27      COMB11         Min   1.752E-09 
          27      COMB12         Max  -2.704E-08 
          27      COMB12         Min  -2.704E-08 
          27      COMB13         Max   1.946E-07 
          27      COMB13         Min  -1.874E-07 
          27      COMB14         Max   2.070E-07 
          27      COMB14         Min  -1.998E-07 
          27         INV         Max   2.070E-07 
          27         INV         Min  -1.998E-07 
          28          PP               1.724E-07 
          28        PERM               1.115E-06 
          28        NEVE               7.632E-07 
          28      VENTOX              -1.886E-07 
          28      VENTOY               7.504E-06 
          28      SISMAX         Max   1.423E-09 
          28      SISMAY         Max    0.000054 
          28        TERM               1.375E-07 
          28       COMB1         Max   1.425E-06 
          28       COMB1         Min   1.425E-06 
          28       COMB2         Max   2.189E-06 
          28       COMB2         Min   2.189E-06 
          28       COMB3         Max   1.237E-06 
          28       COMB3         Min   1.237E-06 
          28       COMB4         Max   8.930E-06 
          28       COMB4         Min   8.930E-06 
          28       COMB5         Max   2.000E-06 
          28       COMB5         Min   2.000E-06 
          28       COMB6         Max   9.693E-06 
          28       COMB6         Min   9.693E-06 
          28       COMB7         Max   1.150E-06 
          28       COMB7         Min   1.150E-06 
          28       COMB8         Max   1.914E-06 
          28       COMB8         Min   1.914E-06 
          28       COMB9         Max   9.617E-07 
          28       COMB9         Min   9.617E-07 
          28      COMB10         Max   8.655E-06 
          28      COMB10         Min   8.655E-06 
          28      COMB11         Max   1.725E-06 
          28      COMB11         Min   1.725E-06 
          28      COMB12         Max   9.418E-06 
          28      COMB12         Min   9.418E-06 
          28      COMB13         Max   2.052E-06 
          28      COMB13         Min   2.050E-06 
          28      COMB14         Max    0.000056 
          28      COMB14         Min   -0.000052 
          28         INV         Max    0.000056 
          28         INV         Min   -0.000052 
          29          PP               5.307E-08 
          29        PERM               7.811E-07 
          29        NEVE               5.344E-07 
          29      VENTOX              -1.320E-07 
          29      VENTOY               5.595E-06 
          29      SISMAX         Max   8.320E-10 
          29      SISMAY         Max    0.000055 
          29        TERM               4.393E-08 
          29       COMB1         Max   8.781E-07 
          29       COMB1         Min   8.781E-07 
          29       COMB2         Max   1.413E-06 
          29       COMB2         Min   1.413E-06 
          29       COMB3         Max   7.461E-07 
          29       COMB3         Min   7.461E-07 
          29       COMB4         Max   6.473E-06 
          29       COMB4         Min   6.473E-06 
          29       COMB5         Max   1.281E-06 
          29       COMB5         Min   1.281E-06 
          29       COMB6         Max   7.008E-06 
          29       COMB6         Min   7.008E-06 
          29       COMB7         Max   7.902E-07 
          29       COMB7         Min   7.902E-07 
          29       COMB8         Max   1.325E-06 
          29       COMB8         Min   1.325E-06 
          29       COMB9         Max   6.582E-07 
          29       COMB9         Min   6.582E-07 
          29      COMB10         Max   6.386E-06 
          29      COMB10         Min   6.386E-06 
          29      COMB11         Max   1.193E-06 
          29      COMB11         Min   1.193E-06 
          29      COMB12         Max   6.920E-06 
          29      COMB12         Min   6.920E-06 
          29      COMB13         Max   1.369E-06 
          29      COMB13         Min   1.368E-06 
          29      COMB14         Max    0.000056 
          29      COMB14         Min   -0.000054 
          29         INV         Max    0.000056 
          29         INV         Min   -0.000054 
          30          PP               2.281E-10 
          30        PERM               4.557E-07 
          30        NEVE               3.118E-07 
          30      VENTOX              -7.621E-08 
          30      VENTOY               1.528E-06 
          30      SISMAX         Max   1.105E-09 
          30      SISMAY         Max    0.000057 
          30        TERM               1.939E-09 
          30       COMB1         Max   4.578E-07 
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          30       COMB1         Min   4.578E-07 
          30       COMB2         Max   7.696E-07 
          30       COMB2         Min   7.696E-07 
          30       COMB3         Max   3.816E-07 
          30       COMB3         Min   3.816E-07 
          30       COMB4         Max   1.986E-06 
          30       COMB4         Min   1.986E-06 
          30       COMB5         Max   6.934E-07 
          30       COMB5         Min   6.934E-07 
          30       COMB6         Max   2.298E-06 
          30       COMB6         Min   2.298E-06 
          30       COMB7         Max   4.539E-07 
          30       COMB7         Min   4.539E-07 
          30       COMB8         Max   7.657E-07 
          30       COMB8         Min   7.657E-07 
          30       COMB9         Max   3.777E-07 
          30       COMB9         Min   3.777E-07 
          30      COMB10         Max   1.982E-06 
          30      COMB10         Min   1.982E-06 
          30      COMB11         Max   6.895E-07 
          30      COMB11         Min   6.895E-07 
          30      COMB12         Max   2.294E-06 
          30      COMB12         Min   2.294E-06 
          30      COMB13         Max   7.688E-07 
          30      COMB13         Min   7.666E-07 
          30      COMB14         Max    0.000058 
          30      COMB14         Min   -0.000056 
          30         INV         Max    0.000058 
          30         INV         Min   -0.000056 
          31          PP              -1.013E-08 
          31        PERM               1.388E-07 
          31        NEVE               9.500E-08 
          31      VENTOX              -1.987E-08 
          31      VENTOY              -4.032E-06 
          31      SISMAX         Max   5.157E-09 
          31      SISMAY         Max    0.000061 
          31        TERM              -6.334E-09 
          31       COMB1         Max   1.224E-07 
          31       COMB1         Min   1.224E-07 
          31       COMB2         Max   2.174E-07 
          31       COMB2         Min   2.174E-07 
          31       COMB3         Max   1.025E-07 
          31       COMB3         Min   1.025E-07 
          31       COMB4         Max  -3.909E-06 
          31       COMB4         Min  -3.909E-06 
          31       COMB5         Max   1.975E-07 
          31       COMB5         Min   1.975E-07 
          31       COMB6         Max  -3.814E-06 
          31       COMB6         Min  -3.814E-06 
          31       COMB7         Max   1.350E-07 
          31       COMB7         Min   1.350E-07 
          31       COMB8         Max   2.300E-07 
          31       COMB8         Min   2.300E-07 
          31       COMB9         Max   1.152E-07 
          31       COMB9         Min   1.152E-07 
          31      COMB10         Max  -3.897E-06 
          31      COMB10         Min  -3.897E-06 
          31      COMB11         Max   2.102E-07 
          31      COMB11         Min   2.102E-07 
          31      COMB12         Max  -3.802E-06 
          31      COMB12         Min  -3.802E-06 
          31      COMB13         Max   2.289E-07 
          31      COMB13         Min   2.186E-07 
          31      COMB14         Max    0.000061 
          31      COMB14         Min   -0.000061 
          31         INV         Max    0.000061 
          31         INV         Min   -0.000061 
          32          PP              -5.302E-09 
          32        PERM               2.474E-08 
          32        NEVE               1.692E-08 
          32      VENTOX               5.711E-09 
          32      VENTOY               -0.000011 
          32      SISMAX         Max   1.417E-08 
          32      SISMAY         Max    0.000066 
          32        TERM              -5.122E-10 
          32       COMB1         Max   1.892E-08 
          32       COMB1         Min   1.892E-08 
          32       COMB2         Max   3.585E-08 
          32       COMB2         Min   3.585E-08 
          32       COMB3         Max   2.463E-08 
          32       COMB3         Min   2.463E-08 
          32       COMB4         Max   -0.000011 
          32       COMB4         Min   -0.000011 
          32       COMB5         Max   4.156E-08 
          32       COMB5         Min   4.156E-08 
          32       COMB6         Max   -0.000011 
          32       COMB6         Min   -0.000011 
          32       COMB7         Max   1.995E-08 
          32       COMB7         Min   1.995E-08 
          32       COMB8         Max   3.687E-08 
          32       COMB8         Min   3.687E-08 
          32       COMB9         Max   2.566E-08 
          32       COMB9         Min   2.566E-08 
          32      COMB10         Max   -0.000011 
          32      COMB10         Min   -0.000011 
          32      COMB11         Max   4.258E-08 
          32      COMB11         Min   4.258E-08 
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          32      COMB12         Max   -0.000011 
          32      COMB12         Min   -0.000011 
          32      COMB13         Max   5.053E-08 
          32      COMB13         Min   2.219E-08 
          32      COMB14         Max    0.000066 
          32      COMB14         Min   -0.000066 
          32         INV         Max    0.000066 
          32         INV         Min   -0.000066 
          33          PP               7.832E-09 
          33        PERM               1.107E-08 
          33        NEVE               7.577E-09 
          33      VENTOX               7.723E-09 
          33      VENTOY               -0.000018 
          33      SISMAX         Max   1.366E-08 
          33      SISMAY         Max    0.000072 
          33        TERM               1.127E-08 
          33       COMB1         Max   3.017E-08 
          33       COMB1         Min   3.017E-08 
          33       COMB2         Max   3.775E-08 
          33       COMB2         Min   3.775E-08 
          33       COMB3         Max   3.790E-08 
          33       COMB3         Min   3.790E-08 
          33       COMB4         Max   -0.000018 
          33       COMB4         Min   -0.000018 
          33       COMB5         Max   4.547E-08 
          33       COMB5         Min   4.547E-08 
          33       COMB6         Max   -0.000018 
          33       COMB6         Min   -0.000018 
          33       COMB7         Max   7.636E-09 
          33       COMB7         Min   7.636E-09 
          33       COMB8         Max   1.521E-08 
          33       COMB8         Min   1.521E-08 
          33       COMB9         Max   1.536E-08 
          33       COMB9         Min   1.536E-08 
          33      COMB10         Max   -0.000018 
          33      COMB10         Min   -0.000018 
          33      COMB11         Max   2.294E-08 
          33      COMB11         Min   2.294E-08 
          33      COMB12         Max   -0.000018 
          33      COMB12         Min   -0.000018 
          33      COMB13         Max   4.015E-08 
          33      COMB13         Min   1.282E-08 
          33      COMB14         Max    0.000072 
          33      COMB14         Min   -0.000072 
          33         INV         Max    0.000072 
          33         INV         Min   -0.000072 
          34          PP               2.190E-08 
          34        PERM               1.272E-08 
          34        NEVE               8.707E-09 
          34      VENTOX              -9.600E-09 
          34      VENTOY               -0.000025 
          34      SISMAX         Max   1.107E-08 
          34      SISMAY         Max    0.000078 
          34        TERM               2.077E-08 
          34       COMB1         Max   5.540E-08 
          34       COMB1         Min   5.540E-08 
          34       COMB2         Max   6.411E-08 
          34       COMB2         Min   6.411E-08 
          34       COMB3         Max   4.580E-08 
          34       COMB3         Min   4.580E-08 
          34       COMB4         Max   -0.000025 
          34       COMB4         Min   -0.000025 
          34       COMB5         Max   5.451E-08 
          34       COMB5         Min   5.451E-08 
          34       COMB6         Max   -0.000025 
          34       COMB6         Min   -0.000025 
          34       COMB7         Max   1.386E-08 
          34       COMB7         Min   1.386E-08 
          34       COMB8         Max   2.256E-08 
          34       COMB8         Min   2.256E-08 
          34       COMB9         Max   4.257E-09 
          34       COMB9         Min   4.257E-09 
          34      COMB10         Max   -0.000025 
          34      COMB10         Min   -0.000025 
          34      COMB11         Max   1.296E-08 
          34      COMB11         Min   1.296E-08 
          34      COMB12         Max   -0.000025 
          34      COMB12         Min   -0.000025 
          34      COMB13         Max   5.441E-08 
          34      COMB13         Min   3.227E-08 
          34      COMB14         Max    0.000079 
          34      COMB14         Min   -0.000078 
          34         INV         Max    0.000079 
          34         INV         Min   -0.000078 
          35          PP               4.380E-09 
          35        PERM              -8.982E-08 
          35        NEVE              -6.146E-08 
          35      VENTOX              -5.769E-08 
          35      VENTOY               -0.000031 
          35      SISMAX         Max   1.040E-07 
          35      SISMAY         Max    0.000084 
          35        TERM              -1.146E-08 
          35       COMB1         Max  -9.690E-08 
          35       COMB1         Min  -9.690E-08 
          35       COMB2         Max  -1.584E-07 
          35       COMB2         Min  -1.584E-07 
          35       COMB3         Max  -1.546E-07 
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          35       COMB3         Min  -1.546E-07 
          35       COMB4         Max   -0.000032 
          35       COMB4         Min   -0.000032 
          35       COMB5         Max  -2.160E-07 
          35       COMB5         Min  -2.160E-07 
          35       COMB6         Max   -0.000032 
          35       COMB6         Min   -0.000032 
          35       COMB7         Max  -7.398E-08 
          35       COMB7         Min  -7.398E-08 
          35       COMB8         Max  -1.354E-07 
          35       COMB8         Min  -1.354E-07 
          35       COMB9         Max  -1.317E-07 
          35       COMB9         Min  -1.317E-07 
          35      COMB10         Max   -0.000032 
          35      COMB10         Min   -0.000032 
          35      COMB11         Max  -1.931E-07 
          35      COMB11         Min  -1.931E-07 
          35      COMB12         Max   -0.000032 
          35      COMB12         Min   -0.000032 
          35      COMB13         Max  -4.292E-08 
          35      COMB13         Min  -2.509E-07 
          35      COMB14         Max    0.000084 
          35      COMB14         Min   -0.000084 
          35         INV         Max    0.000084 
          35         INV         Min   -0.000084 
          36          PP              -7.963E-08 
          36        PERM              -4.296E-07 
          36        NEVE              -2.939E-07 
          36      VENTOX              -1.457E-07 
          36      VENTOY               -0.000036 
          36      SISMAX         Max   3.103E-07 
          36      SISMAY         Max    0.000088 
          36        TERM              -1.244E-07 
          36       COMB1         Max  -6.336E-07 
          36       COMB1         Min  -6.336E-07 
          36       COMB2         Max  -9.276E-07 
          36       COMB2         Min  -9.276E-07 
          36       COMB3         Max  -7.793E-07 
          36       COMB3         Min  -7.793E-07 
          36       COMB4         Max   -0.000037 
          36       COMB4         Min   -0.000037 
          36       COMB5         Max  -1.073E-06 
          36       COMB5         Min  -1.073E-06 
          36       COMB6         Max   -0.000037 
          36       COMB6         Min   -0.000037 
          36       COMB7         Max  -3.848E-07 
          36       COMB7         Min  -3.848E-07 
          36       COMB8         Max  -6.787E-07 
          36       COMB8         Min  -6.787E-07 
          36       COMB9         Max  -5.305E-07 
          36       COMB9         Min  -5.305E-07 
          36      COMB10         Max   -0.000037 
          36      COMB10         Min   -0.000037 
          36      COMB11         Max  -8.244E-07 
          36      COMB11         Min  -8.244E-07 
          36      COMB12         Max   -0.000037 
          36      COMB12         Min   -0.000037 
          36      COMB13         Max  -4.929E-07 
          36      COMB13         Min  -1.113E-06 
          36      COMB14         Max    0.000087 
          36      COMB14         Min   -0.000089 
          36         INV         Max    0.000087 
          36         INV         Min   -0.000089 
          37          PP              -2.737E-07 
          37        PERM              -9.372E-07 
          37        NEVE              -6.413E-07 
          37      VENTOX              -7.717E-08 
          37      VENTOY               -0.000039 
          37      SISMAX         Max   3.336E-07 
          37      SISMAY         Max    0.000089 
          37        TERM              -2.879E-07 
          37       COMB1         Max  -1.499E-06 
          37       COMB1         Min  -1.499E-06 
          37       COMB2         Max  -2.140E-06 
          37       COMB2         Min  -2.140E-06 
          37       COMB3         Max  -1.576E-06 
          37       COMB3         Min  -1.576E-06 
          37       COMB4         Max   -0.000040 
          37       COMB4         Min   -0.000040 
          37       COMB5         Max  -2.217E-06 
          37       COMB5         Min  -2.217E-06 
          37       COMB6         Max   -0.000041 
          37       COMB6         Min   -0.000041 
          37       COMB7         Max  -9.231E-07 
          37       COMB7         Min  -9.231E-07 
          37       COMB8         Max  -1.564E-06 
          37       COMB8         Min  -1.564E-06 
          37       COMB9         Max  -1.000E-06 
          37       COMB9         Min  -1.000E-06 
          37      COMB10         Max   -0.000039 
          37      COMB10         Min   -0.000039 
          37      COMB11         Max  -1.641E-06 
          37      COMB11         Min  -1.641E-06 
          37      COMB12         Max   -0.000040 
          37      COMB12         Min   -0.000040 
          37      COMB13         Max  -1.519E-06 
          37      COMB13         Min  -2.186E-06 
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          37      COMB14         Max    0.000088 
          37      COMB14         Min   -0.000091 
          37         INV         Max    0.000088 
          37         INV         Min   -0.000091 
          38          PP              -6.436E-07 
          38        PERM              -1.700E-06 
          38        NEVE              -1.163E-06 
          38      VENTOX               3.723E-07 
          38      VENTOY               -0.000037 
          38      SISMAX         Max   1.233E-07 
          38      SISMAY         Max    0.000087 
          38        TERM              -4.637E-07 
          38       COMB1         Max  -2.808E-06 
          38       COMB1         Min  -2.808E-06 
          38       COMB2         Max  -3.971E-06 
          38       COMB2         Min  -3.971E-06 
          38       COMB3         Max  -2.435E-06 
          38       COMB3         Min  -2.435E-06 
          38       COMB4         Max   -0.000040 
          38       COMB4         Min   -0.000040 
          38       COMB5         Max  -3.599E-06 
          38       COMB5         Min  -3.599E-06 
          38       COMB6         Max   -0.000041 
          38       COMB6         Min   -0.000041 
          38       COMB7         Max  -1.880E-06 
          38       COMB7         Min  -1.880E-06 
          38       COMB8         Max  -3.044E-06 
          38       COMB8         Min  -3.044E-06 
          38       COMB9         Max  -1.508E-06 
          38       COMB9         Min  -1.508E-06 
          38      COMB10         Max   -0.000039 
          38      COMB10         Min   -0.000039 
          38      COMB11         Max  -2.671E-06 
          38      COMB11         Min  -2.671E-06 
          38      COMB12         Max   -0.000040 
          38      COMB12         Min   -0.000040 
          38      COMB13         Max  -3.384E-06 
          38      COMB13         Min  -3.631E-06 
          38      COMB14         Max    0.000083 
          38      COMB14         Min   -0.000091 
          38         INV         Max    0.000083 
          38         INV         Min   -0.000091 
          39          PP              -6.194E-07 
          39        PERM              -1.557E-06 
          39        NEVE              -1.066E-06 
          39      VENTOX               1.769E-06 
          39      VENTOY               -0.000030 
          39      SISMAX         Max   2.143E-06 
          39      SISMAY         Max    0.000081 
          39        TERM               2.876E-07 
          39       COMB1         Max  -1.889E-06 
          39       COMB1         Min  -1.889E-06 
          39       COMB2         Max  -2.955E-06 
          39       COMB2         Min  -2.955E-06 
          39       COMB3         Max  -1.202E-07 
          39       COMB3         Min  -1.202E-07 
          39       COMB4         Max   -0.000032 
          39       COMB4         Min   -0.000032 
          39       COMB5         Max  -1.186E-06 
          39       COMB5         Min  -1.186E-06 
          39       COMB6         Max   -0.000033 
          39       COMB6         Min   -0.000033 
          39       COMB7         Max  -2.464E-06 
          39       COMB7         Min  -2.464E-06 
          39       COMB8         Max  -3.530E-06 
          39       COMB8         Min  -3.530E-06 
          39       COMB9         Max  -6.954E-07 
          39       COMB9         Min  -6.954E-07 
          39      COMB10         Max   -0.000032 
          39      COMB10         Min   -0.000032 
          39      COMB11         Max  -1.761E-06 
          39      COMB11         Min  -1.761E-06 
          39      COMB12         Max   -0.000033 
          39      COMB12         Min   -0.000033 
          39      COMB13         Max  -1.099E-06 
          39      COMB13         Min  -5.386E-06 
          39      COMB14         Max    0.000078 
          39      COMB14         Min   -0.000084 
          39         INV         Max    0.000078 
          39         INV         Min   -0.000084 
          40          PP              -2.864E-07 
          40        PERM              -7.635E-07 
          40        NEVE              -5.224E-07 
          40      VENTOX               2.122E-06 
          40      VENTOY               -0.000022 
          40      SISMAX         Max   2.844E-06 
          40      SISMAY         Max    0.000075 
          40        TERM               8.221E-07 
          40       COMB1         Max  -2.278E-07 
          40       COMB1         Min  -2.278E-07 
          40       COMB2         Max  -7.502E-07 
          40       COMB2         Min  -7.502E-07 
          40       COMB3         Max   1.894E-06 
          40       COMB3         Min   1.894E-06 
          40       COMB4         Max   -0.000023 
          40       COMB4         Min   -0.000023 
          40       COMB5         Max   1.372E-06 
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          40       COMB5         Min   1.372E-06 
          40       COMB6         Max   -0.000023 
          40       COMB6         Min   -0.000023 
          40       COMB7         Max  -1.872E-06 
          40       COMB7         Min  -1.872E-06 
          40       COMB8         Max  -2.394E-06 
          40       COMB8         Min  -2.394E-06 
          40       COMB9         Max   2.499E-07 
          40       COMB9         Min   2.499E-07 
          40      COMB10         Max   -0.000024 
          40      COMB10         Min   -0.000024 
          40      COMB11         Max  -2.725E-07 
          40      COMB11         Min  -2.725E-07 
          40      COMB12         Max   -0.000025 
          40      COMB12         Min   -0.000025 
          40      COMB13         Max   1.271E-06 
          40      COMB13         Min  -4.416E-06 
          40      COMB14         Max    0.000074 
          40      COMB14         Min   -0.000077 
          40         INV         Max    0.000074 
          40         INV         Min   -0.000077 
          41          PP               3.952E-19 
          41        PERM              -1.016E-19 
          41        NEVE              -1.085E-19 
          41      VENTOX              -2.084E-18 
          41      VENTOY               -0.000020 
          41      SISMAX         Max   1.195E-12 
          41      SISMAY         Max    0.000074 
          41        TERM              -5.428E-18 
          41       COMB1         Max  -5.134E-18 
          41       COMB1         Min  -5.134E-18 
          41       COMB2         Max  -5.243E-18 
          41       COMB2         Min  -5.243E-18 
          41       COMB3         Max  -7.219E-18 
          41       COMB3         Min  -7.219E-18 
          41       COMB4         Max   -0.000020 
          41       COMB4         Min   -0.000020 
          41       COMB5         Max  -7.327E-18 
          41       COMB5         Min  -7.327E-18 
          41       COMB6         Max   -0.000020 
          41       COMB6         Min   -0.000020 
          41       COMB7         Max   5.722E-18 
          41       COMB7         Min   5.722E-18 
          41       COMB8         Max   5.613E-18 
          41       COMB8         Min   5.613E-18 
          41       COMB9         Max   3.637E-18 
          41       COMB9         Min   3.637E-18 
          41      COMB10         Max   -0.000020 
          41      COMB10         Min   -0.000020 
          41      COMB11         Max   3.529E-18 
          41      COMB11         Min   3.529E-18 
          41      COMB12         Max   -0.000020 
          41      COMB12         Min   -0.000020 
          41      COMB13         Max   1.195E-12 
          41      COMB13         Min  -1.195E-12 
          41      COMB14         Max    0.000074 
          41      COMB14         Min   -0.000074 
          41         INV         Max    0.000074 
          41         INV         Min   -0.000074 
          42          PP               2.864E-07 
          42        PERM               7.635E-07 
          42        NEVE               5.224E-07 
          42      VENTOX              -2.122E-06 
          42      VENTOY               -0.000022 
          42      SISMAX         Max   2.844E-06 
          42      SISMAY         Max    0.000075 
          42        TERM              -8.221E-07 
          42       COMB1         Max   2.278E-07 
          42       COMB1         Min   2.278E-07 
          42       COMB2         Max   7.502E-07 
          42       COMB2         Min   7.502E-07 
          42       COMB3         Max  -1.894E-06 
          42       COMB3         Min  -1.894E-06 
          42       COMB4         Max   -0.000022 
          42       COMB4         Min   -0.000022 
          42       COMB5         Max  -1.372E-06 
          42       COMB5         Min  -1.372E-06 
          42       COMB6         Max   -0.000021 
          42       COMB6         Min   -0.000021 
          42       COMB7         Max   1.872E-06 
          42       COMB7         Min   1.872E-06 
          42       COMB8         Max   2.394E-06 
          42       COMB8         Min   2.394E-06 
          42       COMB9         Max  -2.499E-07 
          42       COMB9         Min  -2.499E-07 
          42      COMB10         Max   -0.000020 
          42      COMB10         Min   -0.000020 
          42      COMB11         Max   2.725E-07 
          42      COMB11         Min   2.725E-07 
          42      COMB12         Max   -0.000020 
          42      COMB12         Min   -0.000020 
          42      COMB13         Max   4.416E-06 
          42      COMB13         Min  -1.271E-06 
          42      COMB14         Max    0.000077 
          42      COMB14         Min   -0.000074 
          42         INV         Max    0.000077 
          42         INV         Min   -0.000074 
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          43          PP              -1.724E-07 
          43        PERM              -1.115E-06 
          43        NEVE              -7.632E-07 
          43      VENTOX               1.886E-07 
          43      VENTOY               6.859E-06 
          43      SISMAX         Max   1.422E-09 
          43      SISMAY         Max    0.000054 
          43        TERM              -1.375E-07 
          43       COMB1         Max  -1.425E-06 
          43       COMB1         Min  -1.425E-06 
          43       COMB2         Max  -2.189E-06 
          43       COMB2         Min  -2.189E-06 
          43       COMB3         Max  -1.237E-06 
          43       COMB3         Min  -1.237E-06 
          43       COMB4         Max   5.434E-06 
          43       COMB4         Min   5.434E-06 
          43       COMB5         Max  -2.000E-06 
          43       COMB5         Min  -2.000E-06 
          43       COMB6         Max   4.671E-06 
          43       COMB6         Min   4.671E-06 
          43       COMB7         Max  -1.150E-06 
          43       COMB7         Min  -1.150E-06 
          43       COMB8         Max  -1.914E-06 
          43       COMB8         Min  -1.914E-06 
          43       COMB9         Max  -9.617E-07 
          43       COMB9         Min  -9.617E-07 
          43      COMB10         Max   5.709E-06 
          43      COMB10         Min   5.709E-06 
          43      COMB11         Max  -1.725E-06 
          43      COMB11         Min  -1.725E-06 
          43      COMB12         Max   4.946E-06 
          43      COMB12         Min   4.946E-06 
          43      COMB13         Max  -2.050E-06 
          43      COMB13         Min  -2.052E-06 
          43      COMB14         Max    0.000052 
          43      COMB14         Min   -0.000056 
          43         INV         Max    0.000052 
          43         INV         Min   -0.000056 
          44          PP              -5.307E-08 
          44        PERM              -7.811E-07 
          44        NEVE              -5.344E-07 
          44      VENTOX               1.320E-07 
          44      VENTOY               5.388E-06 
          44      SISMAX         Max   8.318E-10 
          44      SISMAY         Max    0.000055 
          44        TERM              -4.393E-08 
          44       COMB1         Max  -8.781E-07 
          44       COMB1         Min  -8.781E-07 
          44       COMB2         Max  -1.413E-06 
          44       COMB2         Min  -1.413E-06 
          44       COMB3         Max  -7.461E-07 
          44       COMB3         Min  -7.461E-07 
          44       COMB4         Max   4.510E-06 
          44       COMB4         Min   4.510E-06 
          44       COMB5         Max  -1.281E-06 
          44       COMB5         Min  -1.281E-06 
          44       COMB6         Max   3.975E-06 
          44       COMB6         Min   3.975E-06 
          44       COMB7         Max  -7.902E-07 
          44       COMB7         Min  -7.902E-07 
          44       COMB8         Max  -1.325E-06 
          44       COMB8         Min  -1.325E-06 
          44       COMB9         Max  -6.582E-07 
          44       COMB9         Min  -6.582E-07 
          44      COMB10         Max   4.597E-06 
          44      COMB10         Min   4.597E-06 
          44      COMB11         Max  -1.193E-06 
          44      COMB11         Min  -1.193E-06 
          44      COMB12         Max   4.063E-06 
          44      COMB12         Min   4.063E-06 
          44      COMB13         Max  -1.368E-06 
          44      COMB13         Min  -1.369E-06 
          44      COMB14         Max    0.000054 
          44      COMB14         Min   -0.000056 
          44         INV         Max    0.000054 
          44         INV         Min   -0.000056 
          45          PP              -2.281E-10 
          45        PERM              -4.557E-07 
          45        NEVE              -3.118E-07 
          45      VENTOX               7.621E-08 
          45      VENTOY               1.542E-06 
          45      SISMAX         Max   1.105E-09 
          45      SISMAY         Max    0.000057 
          45        TERM              -1.939E-09 
          45       COMB1         Max  -4.578E-07 
          45       COMB1         Min  -4.578E-07 
          45       COMB2         Max  -7.696E-07 
          45       COMB2         Min  -7.696E-07 
          45       COMB3         Max  -3.816E-07 
          45       COMB3         Min  -3.816E-07 
          45       COMB4         Max   1.084E-06 
          45       COMB4         Min   1.084E-06 
          45       COMB5         Max  -6.934E-07 
          45       COMB5         Min  -6.934E-07 
          45       COMB6         Max   7.726E-07 
          45       COMB6         Min   7.726E-07 
          45       COMB7         Max  -4.539E-07 
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          45       COMB7         Min  -4.539E-07 
          45       COMB8         Max  -7.657E-07 
          45       COMB8         Min  -7.657E-07 
          45       COMB9         Max  -3.777E-07 
          45       COMB9         Min  -3.777E-07 
          45      COMB10         Max   1.088E-06 
          45      COMB10         Min   1.088E-06 
          45      COMB11         Max  -6.895E-07 
          45      COMB11         Min  -6.895E-07 
          45      COMB12         Max   7.765E-07 
          45      COMB12         Min   7.765E-07 
          45      COMB13         Max  -7.666E-07 
          45      COMB13         Min  -7.688E-07 
          45      COMB14         Max    0.000056 
          45      COMB14         Min   -0.000058 
          45         INV         Max    0.000056 
          45         INV         Min   -0.000058 
          46          PP               1.013E-08 
          46        PERM              -1.388E-07 
          46        NEVE              -9.500E-08 
          46      VENTOX               1.987E-08 
          46      VENTOY              -3.970E-06 
          46      SISMAX         Max   5.157E-09 
          46      SISMAY         Max    0.000061 
          46        TERM               6.334E-09 
          46       COMB1         Max  -1.224E-07 
          46       COMB1         Min  -1.224E-07 
          46       COMB2         Max  -2.174E-07 
          46       COMB2         Min  -2.174E-07 
          46       COMB3         Max  -1.025E-07 
          46       COMB3         Min  -1.025E-07 
          46       COMB4         Max  -4.092E-06 
          46       COMB4         Min  -4.092E-06 
          46       COMB5         Max  -1.975E-07 
          46       COMB5         Min  -1.975E-07 
          46       COMB6         Max  -4.187E-06 
          46       COMB6         Min  -4.187E-06 
          46       COMB7         Max  -1.350E-07 
          46       COMB7         Min  -1.350E-07 
          46       COMB8         Max  -2.300E-07 
          46       COMB8         Min  -2.300E-07 
          46       COMB9         Max  -1.152E-07 
          46       COMB9         Min  -1.152E-07 
          46      COMB10         Max  -4.105E-06 
          46      COMB10         Min  -4.105E-06 
          46      COMB11         Max  -2.102E-07 
          46      COMB11         Min  -2.102E-07 
          46      COMB12         Max  -4.200E-06 
          46      COMB12         Min  -4.200E-06 
          46      COMB13         Max  -2.186E-07 
          46      COMB13         Min  -2.289E-07 
          46      COMB14         Max    0.000061 
          46      COMB14         Min   -0.000061 
          46         INV         Max    0.000061 
          46         INV         Min   -0.000061 
          47          PP               5.302E-09 
          47        PERM              -2.474E-08 
          47        NEVE              -1.692E-08 
          47      VENTOX              -5.711E-09 
          47      VENTOY               -0.000011 
          47      SISMAX         Max   1.417E-08 
          47      SISMAY         Max    0.000066 
          47        TERM               5.122E-10 
          47       COMB1         Max  -1.892E-08 
          47       COMB1         Min  -1.892E-08 
          47       COMB2         Max  -3.585E-08 
          47       COMB2         Min  -3.585E-08 
          47       COMB3         Max  -2.463E-08 
          47       COMB3         Min  -2.463E-08 
          47       COMB4         Max   -0.000011 
          47       COMB4         Min   -0.000011 
          47       COMB5         Max  -4.156E-08 
          47       COMB5         Min  -4.156E-08 
          47       COMB6         Max   -0.000011 
          47       COMB6         Min   -0.000011 
          47       COMB7         Max  -1.995E-08 
          47       COMB7         Min  -1.995E-08 
          47       COMB8         Max  -3.687E-08 
          47       COMB8         Min  -3.687E-08 
          47       COMB9         Max  -2.566E-08 
          47       COMB9         Min  -2.566E-08 
          47      COMB10         Max   -0.000011 
          47      COMB10         Min   -0.000011 
          47      COMB11         Max  -4.258E-08 
          47      COMB11         Min  -4.258E-08 
          47      COMB12         Max   -0.000011 
          47      COMB12         Min   -0.000011 
          47      COMB13         Max  -2.219E-08 
          47      COMB13         Min  -5.053E-08 
          47      COMB14         Max    0.000066 
          47      COMB14         Min   -0.000066 
          47         INV         Max    0.000066 
          47         INV         Min   -0.000066 
          48          PP              -7.832E-09 
          48        PERM              -1.107E-08 
          48        NEVE              -7.577E-09 
          48      VENTOX              -7.723E-09 
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          48      VENTOY               -0.000018 
          48      SISMAX         Max   1.367E-08 
          48      SISMAY         Max    0.000072 
          48        TERM              -1.127E-08 
          48       COMB1         Max  -3.017E-08 
          48       COMB1         Min  -3.017E-08 
          48       COMB2         Max  -3.775E-08 
          48       COMB2         Min  -3.775E-08 
          48       COMB3         Max  -3.790E-08 
          48       COMB3         Min  -3.790E-08 
          48       COMB4         Max   -0.000018 
          48       COMB4         Min   -0.000018 
          48       COMB5         Max  -4.547E-08 
          48       COMB5         Min  -4.547E-08 
          48       COMB6         Max   -0.000018 
          48       COMB6         Min   -0.000018 
          48       COMB7         Max  -7.636E-09 
          48       COMB7         Min  -7.636E-09 
          48       COMB8         Max  -1.521E-08 
          48       COMB8         Min  -1.521E-08 
          48       COMB9         Max  -1.536E-08 
          48       COMB9         Min  -1.536E-08 
          48      COMB10         Max   -0.000018 
          48      COMB10         Min   -0.000018 
          48      COMB11         Max  -2.294E-08 
          48      COMB11         Min  -2.294E-08 
          48      COMB12         Max   -0.000018 
          48      COMB12         Min   -0.000018 
          48      COMB13         Max  -1.282E-08 
          48      COMB13         Min  -4.015E-08 
          48      COMB14         Max    0.000072 
          48      COMB14         Min   -0.000072 
          48         INV         Max    0.000072 
          48         INV         Min   -0.000072 
          49          PP              -2.190E-08 
          49        PERM              -1.272E-08 
          49        NEVE              -8.707E-09 
          49      VENTOX               9.600E-09 
          49      VENTOY               -0.000025 
          49      SISMAX         Max   1.107E-08 
          49      SISMAY         Max    0.000078 
          49        TERM              -2.077E-08 
          49       COMB1         Max  -5.540E-08 
          49       COMB1         Min  -5.540E-08 
          49       COMB2         Max  -6.411E-08 
          49       COMB2         Min  -6.411E-08 
          49       COMB3         Max  -4.580E-08 
          49       COMB3         Min  -4.580E-08 
          49       COMB4         Max   -0.000025 
          49       COMB4         Min   -0.000025 
          49       COMB5         Max  -5.451E-08 
          49       COMB5         Min  -5.451E-08 
          49       COMB6         Max   -0.000025 
          49       COMB6         Min   -0.000025 
          49       COMB7         Max  -1.386E-08 
          49       COMB7         Min  -1.386E-08 
          49       COMB8         Max  -2.256E-08 
          49       COMB8         Min  -2.256E-08 
          49       COMB9         Max  -4.257E-09 
          49       COMB9         Min  -4.257E-09 
          49      COMB10         Max   -0.000025 
          49      COMB10         Min   -0.000025 
          49      COMB11         Max  -1.296E-08 
          49      COMB11         Min  -1.296E-08 
          49      COMB12         Max   -0.000025 
          49      COMB12         Min   -0.000025 
          49      COMB13         Max  -3.227E-08 
          49      COMB13         Min  -5.441E-08 
          49      COMB14         Max    0.000078 
          49      COMB14         Min   -0.000079 
          49         INV         Max    0.000078 
          49         INV         Min   -0.000079 
          50          PP              -4.380E-09 
          50        PERM               8.982E-08 
          50        NEVE               6.146E-08 
          50      VENTOX               5.769E-08 
          50      VENTOY               -0.000032 
          50      SISMAX         Max   1.040E-07 
          50      SISMAY         Max    0.000084 
          50        TERM               1.146E-08 
          50       COMB1         Max   9.690E-08 
          50       COMB1         Min   9.690E-08 
          50       COMB2         Max   1.584E-07 
          50       COMB2         Min   1.584E-07 
          50       COMB3         Max   1.546E-07 
          50       COMB3         Min   1.546E-07 
          50       COMB4         Max   -0.000031 
          50       COMB4         Min   -0.000031 
          50       COMB5         Max   2.160E-07 
          50       COMB5         Min   2.160E-07 
          50       COMB6         Max   -0.000031 
          50       COMB6         Min   -0.000031 
          50       COMB7         Max   7.398E-08 
          50       COMB7         Min   7.398E-08 
          50       COMB8         Max   1.354E-07 
          50       COMB8         Min   1.354E-07 
          50       COMB9         Max   1.317E-07 
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          50       COMB9         Min   1.317E-07 
          50      COMB10         Max   -0.000031 
          50      COMB10         Min   -0.000031 
          50      COMB11         Max   1.931E-07 
          50      COMB11         Min   1.931E-07 
          50      COMB12         Max   -0.000031 
          50      COMB12         Min   -0.000031 
          50      COMB13         Max   2.509E-07 
          50      COMB13         Min   4.292E-08 
          50      COMB14         Max    0.000084 
          50      COMB14         Min   -0.000084 
          50         INV         Max    0.000084 
          50         INV         Min   -0.000084 
          51          PP               7.963E-08 
          51        PERM               4.296E-07 
          51        NEVE               2.939E-07 
          51      VENTOX               1.457E-07 
          51      VENTOY               -0.000036 
          51      SISMAX         Max   3.103E-07 
          51      SISMAY         Max    0.000088 
          51        TERM               1.244E-07 
          51       COMB1         Max   6.336E-07 
          51       COMB1         Min   6.336E-07 
          51       COMB2         Max   9.276E-07 
          51       COMB2         Min   9.276E-07 
          51       COMB3         Max   7.793E-07 
          51       COMB3         Min   7.793E-07 
          51       COMB4         Max   -0.000036 
          51       COMB4         Min   -0.000036 
          51       COMB5         Max   1.073E-06 
          51       COMB5         Min   1.073E-06 
          51       COMB6         Max   -0.000035 
          51       COMB6         Min   -0.000035 
          51       COMB7         Max   3.848E-07 
          51       COMB7         Min   3.848E-07 
          51       COMB8         Max   6.787E-07 
          51       COMB8         Min   6.787E-07 
          51       COMB9         Max   5.305E-07 
          51       COMB9         Min   5.305E-07 
          51      COMB10         Max   -0.000036 
          51      COMB10         Min   -0.000036 
          51      COMB11         Max   8.244E-07 
          51      COMB11         Min   8.244E-07 
          51      COMB12         Max   -0.000036 
          51      COMB12         Min   -0.000036 
          51      COMB13         Max   1.113E-06 
          51      COMB13         Min   4.929E-07 
          51      COMB14         Max    0.000089 
          51      COMB14         Min   -0.000087 
          51         INV         Max    0.000089 
          51         INV         Min   -0.000087 
          52          PP               2.737E-07 
          52        PERM               9.372E-07 
          52        NEVE               6.413E-07 
          52      VENTOX               7.717E-08 
          52      VENTOY               -0.000038 
          52      SISMAX         Max   3.336E-07 
          52      SISMAY         Max    0.000089 
          52        TERM               2.879E-07 
          52       COMB1         Max   1.499E-06 
          52       COMB1         Min   1.499E-06 
          52       COMB2         Max   2.140E-06 
          52       COMB2         Min   2.140E-06 
          52       COMB3         Max   1.576E-06 
          52       COMB3         Min   1.576E-06 
          52       COMB4         Max   -0.000037 
          52       COMB4         Min   -0.000037 
          52       COMB5         Max   2.217E-06 
          52       COMB5         Min   2.217E-06 
          52       COMB6         Max   -0.000036 
          52       COMB6         Min   -0.000036 
          52       COMB7         Max   9.231E-07 
          52       COMB7         Min   9.231E-07 
          52       COMB8         Max   1.564E-06 
          52       COMB8         Min   1.564E-06 
          52       COMB9         Max   1.000E-06 
          52       COMB9         Min   1.000E-06 
          52      COMB10         Max   -0.000038 
          52      COMB10         Min   -0.000038 
          52      COMB11         Max   1.641E-06 
          52      COMB11         Min   1.641E-06 
          52      COMB12         Max   -0.000037 
          52      COMB12         Min   -0.000037 
          52      COMB13         Max   2.186E-06 
          52      COMB13         Min   1.519E-06 
          52      COMB14         Max    0.000091 
          52      COMB14         Min   -0.000088 
          52         INV         Max    0.000091 
          52         INV         Min   -0.000088 
          53          PP               6.436E-07 
          53        PERM               1.700E-06 
          53        NEVE               1.163E-06 
          53      VENTOX              -3.723E-07 
          53      VENTOY               -0.000037 
          53      SISMAX         Max   1.233E-07 
          53      SISMAY         Max    0.000087 
          53        TERM               4.637E-07 
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          53       COMB1         Max   2.808E-06 
          53       COMB1         Min   2.808E-06 
          53       COMB2         Max   3.971E-06 
          53       COMB2         Min   3.971E-06 
          53       COMB3         Max   2.435E-06 
          53       COMB3         Min   2.435E-06 
          53       COMB4         Max   -0.000034 
          53       COMB4         Min   -0.000034 
          53       COMB5         Max   3.599E-06 
          53       COMB5         Min   3.599E-06 
          53       COMB6         Max   -0.000033 
          53       COMB6         Min   -0.000033 
          53       COMB7         Max   1.880E-06 
          53       COMB7         Min   1.880E-06 
          53       COMB8         Max   3.044E-06 
          53       COMB8         Min   3.044E-06 
          53       COMB9         Max   1.508E-06 
          53       COMB9         Min   1.508E-06 
          53      COMB10         Max   -0.000035 
          53      COMB10         Min   -0.000035 
          53      COMB11         Max   2.671E-06 
          53      COMB11         Min   2.671E-06 
          53      COMB12         Max   -0.000034 
          53      COMB12         Min   -0.000034 
          53      COMB13         Max   3.631E-06 
          53      COMB13         Min   3.384E-06 
          53      COMB14         Max    0.000091 
          53      COMB14         Min   -0.000083 
          53         INV         Max    0.000091 
          53         INV         Min   -0.000083 
          54          PP               6.194E-07 
          54        PERM               1.557E-06 
          54        NEVE               1.066E-06 
          54      VENTOX              -1.769E-06 
          54      VENTOY               -0.000030 
          54      SISMAX         Max   2.143E-06 
          54      SISMAY         Max    0.000081 
          54        TERM              -2.876E-07 
          54       COMB1         Max   1.889E-06 
          54       COMB1         Min   1.889E-06 
          54       COMB2         Max   2.955E-06 
          54       COMB2         Min   2.955E-06 
          54       COMB3         Max   1.202E-07 
          54       COMB3         Min   1.202E-07 
          54       COMB4         Max   -0.000028 
          54       COMB4         Min   -0.000028 
          54       COMB5         Max   1.186E-06 
          54       COMB5         Min   1.186E-06 
          54       COMB6         Max   -0.000027 
          54       COMB6         Min   -0.000027 
          54       COMB7         Max   2.464E-06 
          54       COMB7         Min   2.464E-06 
          54       COMB8         Max   3.530E-06 
          54       COMB8         Min   3.530E-06 
          54       COMB9         Max   6.954E-07 
          54       COMB9         Min   6.954E-07 
          54      COMB10         Max   -0.000027 
          54      COMB10         Min   -0.000027 
          54      COMB11         Max   1.761E-06 
          54      COMB11         Min   1.761E-06 
          54      COMB12         Max   -0.000026 
          54      COMB12         Min   -0.000026 
          54      COMB13         Max   5.386E-06 
          54      COMB13         Min   1.099E-06 
          54      COMB14         Max    0.000084 
          54      COMB14         Min   -0.000078 
          54         INV         Max    0.000084 
          54         INV         Min   -0.000078 
          ~1          PP               2.439E-10 
          ~1        PERM               1.556E-09 
          ~1        NEVE               1.065E-09 
          ~1      VENTOX              -2.630E-10 
          ~1      VENTOY               9.400E-09 
          ~1      SISMAX         Max   2.607E-08 
          ~1      SISMAY         Max   2.655E-07 
          ~1        TERM               1.945E-10 
          ~1       COMB1         Max   1.995E-09 
          ~1       COMB1         Min   1.995E-09 
          ~1       COMB2         Max   3.060E-09 
          ~1       COMB2         Min   3.060E-09 
          ~1       COMB3         Max   1.732E-09 
          ~1       COMB3         Min   1.732E-09 
          ~1       COMB4         Max   1.139E-08 
          ~1       COMB4         Min   1.139E-08 
          ~1       COMB5         Max   2.796E-09 
          ~1       COMB5         Min   2.796E-09 
          ~1       COMB6         Max   1.246E-08 
          ~1       COMB6         Min   1.246E-08 
          ~1       COMB7         Max   1.606E-09 
          ~1       COMB7         Min   1.606E-09 
          ~1       COMB8         Max   2.670E-09 
          ~1       COMB8         Min   2.670E-09 
          ~1       COMB9         Max   1.343E-09 
          ~1       COMB9         Min   1.343E-09 
          ~1      COMB10         Max   1.101E-08 
          ~1      COMB10         Min   1.101E-08 
          ~1      COMB11         Max   2.407E-09 
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          ~1      COMB11         Min   2.407E-09 
          ~1      COMB12         Max   1.207E-08 
          ~1      COMB12         Min   1.207E-08 
          ~1      COMB13         Max   2.894E-08 
          ~1      COMB13         Min  -2.321E-08 
          ~1      COMB14         Max   2.683E-07 
          ~1      COMB14         Min  -2.626E-07 
          ~1         INV         Max   2.683E-07 
          ~1         INV         Min  -2.626E-07 
          ~2          PP               2.117E-11 
          ~2        PERM               1.248E-10 
          ~2        NEVE               8.539E-11 
          ~2      VENTOX              -2.103E-11 
          ~2      VENTOY               5.727E-10 
          ~2      SISMAX         Max   8.290E-09 
          ~2      SISMAY         Max   7.765E-08 
          ~2        TERM               1.686E-11 
          ~2       COMB1         Max   1.628E-10 
          ~2       COMB1         Min   1.628E-10 
          ~2       COMB2         Max   2.482E-10 
          ~2       COMB2         Min   2.482E-10 
          ~2       COMB3         Max   1.418E-10 
          ~2       COMB3         Min   1.418E-10 
          ~2       COMB4         Max   7.355E-10 
          ~2       COMB4         Min   7.355E-10 
          ~2       COMB5         Max   2.272E-10 
          ~2       COMB5         Min   2.272E-10 
          ~2       COMB6         Max   8.209E-10 
          ~2       COMB6         Min   8.209E-10 
          ~2       COMB7         Max   1.291E-10 
          ~2       COMB7         Min   1.291E-10 
          ~2       COMB8         Max   2.145E-10 
          ~2       COMB8         Min   2.145E-10 
          ~2       COMB9         Max   1.081E-10 
          ~2       COMB9         Min   1.081E-10 
          ~2      COMB10         Max   7.018E-10 
          ~2      COMB10         Min   7.018E-10 
          ~2      COMB11         Max   1.935E-10 
          ~2      COMB11         Min   1.935E-10 
          ~2      COMB12         Max   7.872E-10 
          ~2      COMB12         Min   7.872E-10 
          ~2      COMB13         Max   8.522E-09 
          ~2      COMB13         Min  -8.059E-09 
          ~2      COMB14         Max   7.788E-08 
          ~2      COMB14         Min  -7.742E-08 
          ~2         INV         Max   7.788E-08 
          ~2         INV         Min  -7.742E-08 
          ~3          PP              -1.077E-10 
          ~3        PERM              -6.914E-10 
          ~3        NEVE              -4.731E-10 
          ~3      VENTOX               1.169E-10 
          ~3      VENTOY              -4.256E-09 
          ~3      SISMAX         Max   1.198E-08 
          ~3      SISMAY         Max   1.336E-07 
          ~3        TERM              -8.588E-11 
          ~3       COMB1         Max  -8.850E-10 
          ~3       COMB1         Min  -8.850E-10 
          ~3       COMB2         Max  -1.358E-09 
          ~3       COMB2         Min  -1.358E-09 
          ~3       COMB3         Max  -7.681E-10 
          ~3       COMB3         Min  -7.681E-10 
          ~3       COMB4         Max  -5.141E-09 
          ~3       COMB4         Min  -5.141E-09 
          ~3       COMB5         Max  -1.241E-09 
          ~3       COMB5         Min  -1.241E-09 
          ~3       COMB6         Max  -5.614E-09 
          ~3       COMB6         Min  -5.614E-09 
          ~3       COMB7         Max  -7.132E-10 
          ~3       COMB7         Min  -7.132E-10 
          ~3       COMB8         Max  -1.186E-09 
          ~3       COMB8         Min  -1.186E-09 
          ~3       COMB9         Max  -5.963E-10 
          ~3       COMB9         Min  -5.963E-10 
          ~3      COMB10         Max  -4.969E-09 
          ~3      COMB10         Min  -4.969E-09 
          ~3      COMB11         Max  -1.069E-09 
          ~3      COMB11         Min  -1.069E-09 
          ~3      COMB12         Max  -5.442E-09 
          ~3      COMB12         Min  -5.442E-09 
          ~3      COMB13         Max   1.071E-08 
          ~3      COMB13         Min  -1.326E-08 
          ~3      COMB14         Max   1.323E-07 
          ~3      COMB14         Min  -1.348E-07 
          ~3         INV         Max   1.323E-07 
          ~3         INV         Min  -1.348E-07 
          ~4          PP              -1.426E-10 
          ~4        PERM              -8.924E-10 
          ~4        NEVE              -6.106E-10 
          ~4      VENTOX               1.507E-10 
          ~4      VENTOY              -5.085E-09 
          ~4      SISMAX         Max   2.249E-08 
          ~4      SISMAY         Max   2.128E-07 
          ~4        TERM              -1.137E-10 
          ~4       COMB1         Max  -1.149E-09 
          ~4       COMB1         Min  -1.149E-09 
          ~4       COMB2         Max  -1.759E-09 
          ~4       COMB2         Min  -1.759E-09 
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          ~4       COMB3         Max  -9.979E-10 
          ~4       COMB3         Min  -9.979E-10 
          ~4       COMB4         Max  -6.234E-09 
          ~4       COMB4         Min  -6.234E-09 
          ~4       COMB5         Max  -1.609E-09 
          ~4       COMB5         Min  -1.609E-09 
          ~4       COMB6         Max  -6.844E-09 
          ~4       COMB6         Min  -6.844E-09 
          ~4       COMB7         Max  -9.213E-10 
          ~4       COMB7         Min  -9.213E-10 
          ~4       COMB8         Max  -1.532E-09 
          ~4       COMB8         Min  -1.532E-09 
          ~4       COMB9         Max  -7.706E-10 
          ~4       COMB9         Min  -7.706E-10 
          ~4      COMB10         Max  -6.006E-09 
          ~4      COMB10         Min  -6.006E-09 
          ~4      COMB11         Max  -1.381E-09 
          ~4      COMB11         Min  -1.381E-09 
          ~4      COMB12         Max  -6.617E-09 
          ~4      COMB12         Min  -6.617E-09 
          ~4      COMB13         Max   2.084E-08 
          ~4      COMB13         Min  -2.413E-08 
          ~4      COMB14         Max   2.111E-07 
          ~4      COMB14         Min  -2.144E-07 
          ~4         INV         Max   2.111E-07 
          ~4         INV         Min  -2.144E-07 
          ~5          PP              -4.840E-11 
          ~5        PERM              -4.099E-10 
          ~5        NEVE              -2.805E-10 
          ~5      VENTOX               6.885E-11 
          ~5      VENTOY              -1.631E-09 
          ~5      SISMAX         Max   1.829E-08 
          ~5      SISMAY         Max   2.441E-07 
          ~5        TERM              -3.906E-11 
          ~5       COMB1         Max  -4.974E-10 
          ~5       COMB1         Min  -4.974E-10 
          ~5       COMB2         Max  -7.779E-10 
          ~5       COMB2         Min  -7.779E-10 
          ~5       COMB3         Max  -4.286E-10 
          ~5       COMB3         Min  -4.286E-10 
          ~5       COMB4         Max  -2.128E-09 
          ~5       COMB4         Min  -2.128E-09 
          ~5       COMB5         Max  -7.090E-10 
          ~5       COMB5         Min  -7.090E-10 
          ~5       COMB6         Max  -2.409E-09 
          ~5       COMB6         Min  -2.409E-09 
          ~5       COMB7         Max  -4.193E-10 
          ~5       COMB7         Min  -4.193E-10 
          ~5       COMB8         Max  -6.998E-10 
          ~5       COMB8         Min  -6.998E-10 
          ~5       COMB9         Max  -3.504E-10 
          ~5       COMB9         Min  -3.504E-10 
          ~5      COMB10         Max  -2.050E-09 
          ~5      COMB10         Min  -2.050E-09 
          ~5      COMB11         Max  -6.309E-10 
          ~5      COMB11         Min  -6.309E-10 
          ~5      COMB12         Max  -2.330E-09 
          ~5      COMB12         Min  -2.330E-09 
          ~5      COMB13         Max   1.755E-08 
          ~5      COMB13         Min  -1.903E-08 
          ~5      COMB14         Max   2.434E-07 
          ~5      COMB14         Min  -2.449E-07 
          ~5         INV         Max   2.434E-07 
          ~5         INV         Min  -2.449E-07 
          ~6          PP              -5.263E-12 
          ~6        PERM              -1.669E-10 
          ~6        NEVE              -1.142E-10 
          ~6      VENTOX               2.788E-11 
          ~6      VENTOY              -4.997E-10 
          ~6      SISMAX         Max   8.357E-09 
          ~6      SISMAY         Max   1.010E-07 
          ~6        TERM              -4.750E-12 
          ~6       COMB1         Max  -1.769E-10 
          ~6       COMB1         Min  -1.769E-10 
          ~6       COMB2         Max  -2.910E-10 
          ~6       COMB2         Min  -2.910E-10 
          ~6       COMB3         Max  -1.490E-10 
          ~6       COMB3         Min  -1.490E-10 
          ~6       COMB4         Max  -6.765E-10 
          ~6       COMB4         Min  -6.765E-10 
          ~6       COMB5         Max  -2.631E-10 
          ~6       COMB5         Min  -2.631E-10 
          ~6       COMB6         Max  -7.907E-10 
          ~6       COMB6         Min  -7.907E-10 
          ~6       COMB7         Max  -1.674E-10 
          ~6       COMB7         Min  -1.674E-10 
          ~6       COMB8         Max  -2.815E-10 
          ~6       COMB8         Min  -2.815E-10 
          ~6       COMB9         Max  -1.395E-10 
          ~6       COMB9         Min  -1.395E-10 
          ~6      COMB10         Max  -6.670E-10 
          ~6      COMB10         Min  -6.670E-10 
          ~6      COMB11         Max  -2.536E-10 
          ~6      COMB11         Min  -2.536E-10 
          ~6      COMB12         Max  -7.812E-10 
          ~6      COMB12         Min  -7.812E-10 
          ~6      COMB13         Max   8.071E-09 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

646/ 799 

 
          ~6      COMB13         Min  -8.644E-09 
          ~6      COMB14         Max   1.007E-07 
          ~6      COMB14         Min  -1.013E-07 
          ~6         INV         Max   1.007E-07 
          ~6         INV         Min  -1.013E-07 
          ~7          PP               2.090E-11 
          ~7        PERM               1.234E-10 
          ~7        NEVE               8.444E-11 
          ~7      VENTOX              -2.079E-11 
          ~7      VENTOY               5.628E-10 
          ~7      SISMAX         Max   8.878E-09 
          ~7      SISMAY         Max   1.295E-07 
          ~7        TERM               1.664E-11 
          ~7       COMB1         Max   1.610E-10 
          ~7       COMB1         Min   1.610E-10 
          ~7       COMB2         Max   2.454E-10 
          ~7       COMB2         Min   2.454E-10 
          ~7       COMB3         Max   1.402E-10 
          ~7       COMB3         Min   1.402E-10 
          ~7       COMB4         Max   7.237E-10 
          ~7       COMB4         Min   7.237E-10 
          ~7       COMB5         Max   2.246E-10 
          ~7       COMB5         Min   2.246E-10 
          ~7       COMB6         Max   8.082E-10 
          ~7       COMB6         Min   8.082E-10 
          ~7       COMB7         Max   1.277E-10 
          ~7       COMB7         Min   1.277E-10 
          ~7       COMB8         Max   2.121E-10 
          ~7       COMB8         Min   2.121E-10 
          ~7       COMB9         Max   1.069E-10 
          ~7       COMB9         Min   1.069E-10 
          ~7      COMB10         Max   6.904E-10 
          ~7      COMB10         Min   6.904E-10 
          ~7      COMB11         Max   1.913E-10 
          ~7      COMB11         Min   1.913E-10 
          ~7      COMB12         Max   7.749E-10 
          ~7      COMB12         Min   7.749E-10 
          ~7      COMB13         Max   9.107E-09 
          ~7      COMB13         Min  -8.650E-09 
          ~7      COMB14         Max   1.298E-07 
          ~7      COMB14         Min  -1.293E-07 
          ~7         INV         Max   1.298E-07 
          ~7         INV         Min  -1.293E-07 
          ~8          PP               3.008E-11 
          ~8        PERM               4.608E-10 
          ~8        NEVE               3.153E-10 
          ~8      VENTOX              -7.715E-11 
          ~8      VENTOY               1.557E-09 
          ~8      SISMAX         Max   1.767E-08 
          ~8      SISMAY         Max   2.193E-07 
          ~8        TERM               2.512E-11 
          ~8       COMB1         Max   5.160E-10 
          ~8       COMB1         Min   5.160E-10 
          ~8       COMB2         Max   8.314E-10 
          ~8       COMB2         Min   8.314E-10 
          ~8       COMB3         Max   4.389E-10 
          ~8       COMB3         Min   4.389E-10 
          ~8       COMB4         Max   2.073E-09 
          ~8       COMB4         Min   2.073E-09 
          ~8       COMB5         Max   7.542E-10 
          ~8       COMB5         Min   7.542E-10 
          ~8       COMB6         Max   2.388E-09 
          ~8       COMB6         Min   2.388E-09 
          ~8       COMB7         Max   4.658E-10 
          ~8       COMB7         Min   4.658E-10 
          ~8       COMB8         Max   7.811E-10 
          ~8       COMB8         Min   7.811E-10 
          ~8       COMB9         Max   3.886E-10 
          ~8       COMB9         Min   3.886E-10 
          ~8      COMB10         Max   2.022E-09 
          ~8      COMB10         Min   2.022E-09 
          ~8      COMB11         Max   7.040E-10 
          ~8      COMB11         Min   7.040E-10 
          ~8      COMB12         Max   2.338E-09 
          ~8      COMB12         Min   2.338E-09 
          ~8      COMB13         Max   1.848E-08 
          ~8      COMB13         Min  -1.686E-08 
          ~8      COMB14         Max   2.201E-07 
          ~8      COMB14         Min  -2.185E-07 
          ~8         INV         Max   2.201E-07 
          ~8         INV         Min  -2.185E-07 
          ~9          PP               1.263E-11 
          ~9        PERM               3.738E-10 
          ~9        NEVE               2.557E-10 
          ~9      VENTOX              -6.219E-11 
          ~9      VENTOY               8.145E-10 
          ~9      SISMAX         Max   2.195E-08 
          ~9      SISMAY         Max   2.307E-07 
          ~9        TERM               1.142E-11 
          ~9       COMB1         Max   3.978E-10 
          ~9       COMB1         Min   3.978E-10 
          ~9       COMB2         Max   6.536E-10 
          ~9       COMB2         Min   6.536E-10 
          ~9       COMB3         Max   3.356E-10 
          ~9       COMB3         Min   3.356E-10 
          ~9       COMB4         Max   1.212E-09 
          ~9       COMB4         Min   1.212E-09 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

647/ 799 

 
          ~9       COMB5         Max   5.914E-10 
          ~9       COMB5         Min   5.914E-10 
          ~9       COMB6         Max   1.468E-09 
          ~9       COMB6         Min   1.468E-09 
          ~9       COMB7         Max   3.750E-10 
          ~9       COMB7         Min   3.750E-10 
          ~9       COMB8         Max   6.307E-10 
          ~9       COMB8         Min   6.307E-10 
          ~9       COMB9         Max   3.128E-10 
          ~9       COMB9         Min   3.128E-10 
          ~9      COMB10         Max   1.190E-09 
          ~9      COMB10         Min   1.190E-09 
          ~9      COMB11         Max   5.685E-10 
          ~9      COMB11         Min   5.685E-10 
          ~9      COMB12         Max   1.445E-09 
          ~9      COMB12         Min   1.445E-09 
          ~9      COMB13         Max   2.259E-08 
          ~9      COMB13         Min  -2.131E-08 
          ~9      COMB14         Max   2.314E-07 
          ~9      COMB14         Min  -2.301E-07 
          ~9         INV         Max   2.314E-07 
          ~9         INV         Min  -2.301E-07 
         ~10          PP               1.924E-12 
         ~10        PERM               2.875E-11 
         ~10        NEVE               1.967E-11 
         ~10      VENTOX              -4.518E-12 
         ~10      VENTOY              -2.441E-10 
         ~10      SISMAX         Max   1.178E-08 
         ~10      SISMAY         Max   1.116E-07 
         ~10        TERM               1.747E-12 
         ~10       COMB1         Max   3.242E-11 
         ~10       COMB1         Min   3.242E-11 
         ~10       COMB2         Max   5.209E-11 
         ~10       COMB2         Min   5.209E-11 
         ~10       COMB3         Max   2.790E-11 
         ~10       COMB3         Min   2.790E-11 
         ~10       COMB4         Max  -2.117E-10 
         ~10       COMB4         Min  -2.117E-10 
         ~10       COMB5         Max   4.757E-11 
         ~10       COMB5         Min   4.757E-11 
         ~10       COMB6         Max  -1.921E-10 
         ~10       COMB6         Min  -1.921E-10 
         ~10       COMB7         Max   2.892E-11 
         ~10       COMB7         Min   2.892E-11 
         ~10       COMB8         Max   4.859E-11 
         ~10       COMB8         Min   4.859E-11 
         ~10       COMB9         Max   2.441E-11 
         ~10       COMB9         Min   2.441E-11 
         ~10      COMB10         Max  -2.152E-10 
         ~10      COMB10         Min  -2.152E-10 
         ~10      COMB11         Max   4.408E-11 
         ~10      COMB11         Min   4.408E-11 
         ~10      COMB12         Max  -1.956E-10 
         ~10      COMB12         Min  -1.956E-10 
         ~10      COMB13         Max   1.183E-08 
         ~10      COMB13         Min  -1.173E-08 
         ~10      COMB14         Max   1.116E-07 
         ~10      COMB14         Min  -1.115E-07 
         ~10         INV         Max   1.116E-07 
         ~10         INV         Min  -1.115E-07 
         ~11          PP              -5.212E-12 
         ~11        PERM              -1.666E-10 
         ~11        NEVE              -1.140E-10 
         ~11      VENTOX               2.783E-11 
         ~11      VENTOY              -4.975E-10 
         ~11      SISMAX         Max   9.354E-09 
         ~11      SISMAY         Max   1.248E-07 
         ~11        TERM              -4.711E-12 
         ~11       COMB1         Max  -1.765E-10 
         ~11       COMB1         Min  -1.765E-10 
         ~11       COMB2         Max  -2.905E-10 
         ~11       COMB2         Min  -2.905E-10 
         ~11       COMB3         Max  -1.487E-10 
         ~11       COMB3         Min  -1.487E-10 
         ~11       COMB4         Max  -6.740E-10 
         ~11       COMB4         Min  -6.740E-10 
         ~11       COMB5         Max  -2.627E-10 
         ~11       COMB5         Min  -2.627E-10 
         ~11       COMB6         Max  -7.880E-10 
         ~11       COMB6         Min  -7.880E-10 
         ~11       COMB7         Max  -1.671E-10 
         ~11       COMB7         Min  -1.671E-10 
         ~11       COMB8         Max  -2.811E-10 
         ~11       COMB8         Min  -2.811E-10 
         ~11       COMB9         Max  -1.393E-10 
         ~11       COMB9         Min  -1.393E-10 
         ~11      COMB10         Max  -6.646E-10 
         ~11      COMB10         Min  -6.646E-10 
         ~11      COMB11         Max  -2.533E-10 
         ~11      COMB11         Min  -2.533E-10 
         ~11      COMB12         Max  -7.786E-10 
         ~11      COMB12         Min  -7.786E-10 
         ~11      COMB13         Max   9.068E-09 
         ~11      COMB13         Min  -9.639E-09 
         ~11      COMB14         Max   1.245E-07 
         ~11      COMB14         Min  -1.251E-07 
         ~11         INV         Max   1.245E-07 
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         ~11         INV         Min  -1.251E-07 
         ~12          PP              -8.779E-12 
         ~12        PERM              -2.123E-10 
         ~12        NEVE              -1.452E-10 
         ~12      VENTOX               3.487E-11 
         ~12      VENTOY               5.442E-11 
         ~12      SISMAX         Max   2.480E-08 
         ~12      SISMAY         Max   2.174E-07 
         ~12        TERM              -7.951E-12 
         ~12       COMB1         Max  -2.290E-10 
         ~12       COMB1         Min  -2.290E-10 
         ~12       COMB2         Max  -3.742E-10 
         ~12       COMB2         Min  -3.742E-10 
         ~12       COMB3         Max  -1.941E-10 
         ~12       COMB3         Min  -1.941E-10 
         ~12       COMB4         Max  -1.746E-10 
         ~12       COMB4         Min  -1.746E-10 
         ~12       COMB5         Max  -3.394E-10 
         ~12       COMB5         Min  -3.394E-10 
         ~12       COMB6         Max  -3.198E-10 
         ~12       COMB6         Min  -3.198E-10 
         ~12       COMB7         Max  -2.131E-10 
         ~12       COMB7         Min  -2.131E-10 
         ~12       COMB8         Max  -3.583E-10 
         ~12       COMB8         Min  -3.583E-10 
         ~12       COMB9         Max  -1.782E-10 
         ~12       COMB9         Min  -1.782E-10 
         ~12      COMB10         Max  -1.587E-10 
         ~12      COMB10         Min  -1.587E-10 
         ~12      COMB11         Max  -3.235E-10 
         ~12      COMB11         Min  -3.235E-10 
         ~12      COMB12         Max  -3.039E-10 
         ~12      COMB12         Min  -3.039E-10 
         ~12      COMB13         Max   2.444E-08 
         ~12      COMB13         Min  -2.517E-08 
         ~12      COMB14         Max   2.170E-07 
         ~12      COMB14         Min  -2.177E-07 
         ~12         INV         Max   2.170E-07 
         ~12         INV         Min  -2.177E-07 
         ~13          PP              -3.008E-12 
         ~13        PERM              -7.198E-11 
         ~13        NEVE              -4.925E-11 
         ~13      VENTOX               9.029E-12 
         ~13      VENTOY               3.483E-09 
         ~13      SISMAX         Max   2.998E-08 
         ~13      SISMAY         Max   2.131E-07 
         ~13        TERM              -3.841E-12 
         ~13       COMB1         Max  -7.883E-11 
         ~13       COMB1         Min  -7.883E-11 
         ~13       COMB2         Max  -1.281E-10 
         ~13       COMB2         Min  -1.281E-10 
         ~13       COMB3         Max  -6.980E-11 
         ~13       COMB3         Min  -6.980E-11 
         ~13       COMB4         Max   3.404E-09 
         ~13       COMB4         Min   3.404E-09 
         ~13       COMB5         Max  -1.191E-10 
         ~13       COMB5         Min  -1.191E-10 
         ~13       COMB6         Max   3.355E-09 
         ~13       COMB6         Min   3.355E-09 
         ~13       COMB7         Max  -7.115E-11 
         ~13       COMB7         Min  -7.115E-11 
         ~13       COMB8         Max  -1.204E-10 
         ~13       COMB8         Min  -1.204E-10 
         ~13       COMB9         Max  -6.212E-11 
         ~13       COMB9         Min  -6.212E-11 
         ~13      COMB10         Max   3.412E-09 
         ~13      COMB10         Min   3.412E-09 
         ~13      COMB11         Max  -1.114E-10 
         ~13      COMB11         Min  -1.114E-10 
         ~13      COMB12         Max   3.363E-09 
         ~13      COMB12         Min   3.363E-09 
         ~13      COMB13         Max   2.986E-08 
         ~13      COMB13         Min  -3.011E-08 
         ~13      COMB14         Max   2.130E-07 
         ~13      COMB14         Min  -2.132E-07 
         ~13         INV         Max   2.130E-07 
         ~13         INV         Min  -2.132E-07 
         ~14          PP               1.062E-12 
         ~14        PERM              -1.407E-11 
         ~14        NEVE              -9.628E-12 
         ~14      VENTOX              -2.623E-13 
         ~14      VENTOY               3.230E-09 
         ~14      SISMAX         Max   1.332E-08 
         ~14      SISMAY         Max   1.148E-07 
         ~14        TERM              -2.413E-13 
         ~14       COMB1         Max  -1.325E-11 
         ~14       COMB1         Min  -1.325E-11 
         ~14       COMB2         Max  -2.288E-11 
         ~14       COMB2         Min  -2.288E-11 
         ~14       COMB3         Max  -1.351E-11 
         ~14       COMB3         Min  -1.351E-11 
         ~14       COMB4         Max   3.217E-09 
         ~14       COMB4         Min   3.217E-09 
         ~14       COMB5         Max  -2.314E-11 
         ~14       COMB5         Min  -2.314E-11 
         ~14       COMB6         Max   3.207E-09 
         ~14       COMB6         Min   3.207E-09 
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         ~14       COMB7         Max  -1.277E-11 
         ~14       COMB7         Min  -1.277E-11 
         ~14       COMB8         Max  -2.240E-11 
         ~14       COMB8         Min  -2.240E-11 
         ~14       COMB9         Max  -1.303E-11 
         ~14       COMB9         Min  -1.303E-11 
         ~14      COMB10         Max   3.218E-09 
         ~14      COMB10         Min   3.218E-09 
         ~14      COMB11         Max  -2.266E-11 
         ~14      COMB11         Min  -2.266E-11 
         ~14      COMB12         Max   3.208E-09 
         ~14      COMB12         Min   3.208E-09 
         ~14      COMB13         Max   1.330E-08 
         ~14      COMB13         Min  -1.335E-08 
         ~14      COMB14         Max   1.148E-07 
         ~14      COMB14         Min  -1.148E-07 
         ~14         INV         Max   1.148E-07 
         ~14         INV         Min  -1.148E-07 
         ~15          PP               1.908E-12 
         ~15        PERM               2.834E-11 
         ~15        NEVE               1.939E-11 
         ~15      VENTOX              -4.444E-12 
         ~15      VENTOY              -2.540E-10 
         ~15      SISMAX         Max   1.337E-08 
         ~15      SISMAY         Max   1.162E-07 
         ~15        TERM               1.736E-12 
         ~15       COMB1         Max   3.199E-11 
         ~15       COMB1         Min   3.199E-11 
         ~15       COMB2         Max   5.138E-11 
         ~15       COMB2         Min   5.138E-11 
         ~15       COMB3         Max   2.754E-11 
         ~15       COMB3         Min   2.754E-11 
         ~15       COMB4         Max  -2.220E-10 
         ~15       COMB4         Min  -2.220E-10 
         ~15       COMB5         Max   4.694E-11 
         ~15       COMB5         Min   4.694E-11 
         ~15       COMB6         Max  -2.026E-10 
         ~15       COMB6         Min  -2.026E-10 
         ~15       COMB7         Max   2.852E-11 
         ~15       COMB7         Min   2.852E-11 
         ~15       COMB8         Max   4.791E-11 
         ~15       COMB8         Min   4.791E-11 
         ~15       COMB9         Max   2.407E-11 
         ~15       COMB9         Min   2.407E-11 
         ~15      COMB10         Max  -2.255E-10 
         ~15      COMB10         Min  -2.255E-10 
         ~15      COMB11         Max   4.347E-11 
         ~15      COMB11         Min   4.347E-11 
         ~15      COMB12         Max  -2.061E-10 
         ~15      COMB12         Min  -2.061E-10 
         ~15      COMB13         Max   1.342E-08 
         ~15      COMB13         Min  -1.332E-08 
         ~15      COMB14         Max   1.162E-07 
         ~15      COMB14         Min  -1.161E-07 
         ~15         INV         Max   1.162E-07 
         ~15         INV         Min  -1.161E-07 
         ~16          PP              -4.713E-13 
         ~16        PERM               5.526E-11 
         ~16        NEVE               3.781E-11 
         ~16      VENTOX              -3.515E-12 
         ~16      VENTOY              -6.970E-09 
         ~16      SISMAX         Max   3.027E-08 
         ~16      SISMAY         Max   2.129E-07 
         ~16        TERM               2.090E-12 
         ~16       COMB1         Max   5.688E-11 
         ~16       COMB1         Min   5.688E-11 
         ~16       COMB2         Max   9.469E-11 
         ~16       COMB2         Min   9.469E-11 
         ~16       COMB3         Max   5.337E-11 
         ~16       COMB3         Min   5.337E-11 
         ~16       COMB4         Max  -6.913E-09 
         ~16       COMB4         Min  -6.913E-09 
         ~16       COMB5         Max   9.118E-11 
         ~16       COMB5         Min   9.118E-11 
         ~16       COMB6         Max  -6.875E-09 
         ~16       COMB6         Min  -6.875E-09 
         ~16       COMB7         Max   5.270E-11 
         ~16       COMB7         Min   5.270E-11 
         ~16       COMB8         Max   9.051E-11 
         ~16       COMB8         Min   9.051E-11 
         ~16       COMB9         Max   4.919E-11 
         ~16       COMB9         Min   4.919E-11 
         ~16      COMB10         Max  -6.917E-09 
         ~16      COMB10         Min  -6.917E-09 
         ~16      COMB11         Max   8.700E-11 
         ~16      COMB11         Min   8.700E-11 
         ~16      COMB12         Max  -6.880E-09 
         ~16      COMB12         Min  -6.880E-09 
         ~16      COMB13         Max   3.037E-08 
         ~16      COMB13         Min  -3.018E-08 
         ~16      COMB14         Max   2.130E-07 
         ~16      COMB14         Min  -2.128E-07 
         ~16         INV         Max   2.130E-07 
         ~16         INV         Min  -2.128E-07 
         ~17          PP              -2.439E-10 
         ~17        PERM              -1.556E-09 
         ~17        NEVE              -1.065E-09 
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         ~17      VENTOX               2.630E-10 
         ~17      VENTOY               8.491E-09 
         ~17      SISMAX         Max   2.607E-08 
         ~17      SISMAY         Max   2.655E-07 
         ~17        TERM              -1.945E-10 
         ~17       COMB1         Max  -1.995E-09 
         ~17       COMB1         Min  -1.995E-09 
         ~17       COMB2         Max  -3.060E-09 
         ~17       COMB2         Min  -3.060E-09 
         ~17       COMB3         Max  -1.732E-09 
         ~17       COMB3         Min  -1.732E-09 
         ~17       COMB4         Max   6.496E-09 
         ~17       COMB4         Min   6.496E-09 
         ~17       COMB5         Max  -2.796E-09 
         ~17       COMB5         Min  -2.796E-09 
         ~17       COMB6         Max   5.432E-09 
         ~17       COMB6         Min   5.432E-09 
         ~17       COMB7         Max  -1.606E-09 
         ~17       COMB7         Min  -1.606E-09 
         ~17       COMB8         Max  -2.670E-09 
         ~17       COMB8         Min  -2.670E-09 
         ~17       COMB9         Max  -1.343E-09 
         ~17       COMB9         Min  -1.343E-09 
         ~17      COMB10         Max   6.885E-09 
         ~17      COMB10         Min   6.885E-09 
         ~17      COMB11         Max  -2.407E-09 
         ~17      COMB11         Min  -2.407E-09 
         ~17      COMB12         Max   5.821E-09 
         ~17      COMB12         Min   5.821E-09 
         ~17      COMB13         Max   2.321E-08 
         ~17      COMB13         Min  -2.894E-08 
         ~17      COMB14         Max   2.626E-07 
         ~17      COMB14         Min  -2.683E-07 
         ~17         INV         Max   2.626E-07 
         ~17         INV         Min  -2.683E-07 
         ~18          PP              -2.117E-11 
         ~18        PERM              -1.248E-10 
         ~18        NEVE              -8.539E-11 
         ~18      VENTOX               2.103E-11 
         ~18      VENTOY               4.957E-10 
         ~18      SISMAX         Max   8.290E-09 
         ~18      SISMAY         Max   7.765E-08 
         ~18        TERM              -1.686E-11 
         ~18       COMB1         Max  -1.628E-10 
         ~18       COMB1         Min  -1.628E-10 
         ~18       COMB2         Max  -2.482E-10 
         ~18       COMB2         Min  -2.482E-10 
         ~18       COMB3         Max  -1.418E-10 
         ~18       COMB3         Min  -1.418E-10 
         ~18       COMB4         Max   3.329E-10 
         ~18       COMB4         Min   3.329E-10 
         ~18       COMB5         Max  -2.272E-10 
         ~18       COMB5         Min  -2.272E-10 
         ~18       COMB6         Max   2.475E-10 
         ~18       COMB6         Min   2.475E-10 
         ~18       COMB7         Max  -1.291E-10 
         ~18       COMB7         Min  -1.291E-10 
         ~18       COMB8         Max  -2.145E-10 
         ~18       COMB8         Min  -2.145E-10 
         ~18       COMB9         Max  -1.081E-10 
         ~18       COMB9         Min  -1.081E-10 
         ~18      COMB10         Max   3.666E-10 
         ~18      COMB10         Min   3.666E-10 
         ~18      COMB11         Max  -1.935E-10 
         ~18      COMB11         Min  -1.935E-10 
         ~18      COMB12         Max   2.812E-10 
         ~18      COMB12         Min   2.812E-10 
         ~18      COMB13         Max   8.059E-09 
         ~18      COMB13         Min  -8.522E-09 
         ~18      COMB14         Max   7.741E-08 
         ~18      COMB14         Min  -7.788E-08 
         ~18         INV         Max   7.741E-08 
         ~18         INV         Min  -7.788E-08 
         ~19          PP               1.077E-10 
         ~19        PERM               6.914E-10 
         ~19        NEVE               4.731E-10 
         ~19      VENTOX              -1.169E-10 
         ~19      VENTOY              -3.854E-09 
         ~19      SISMAX         Max   1.198E-08 
         ~19      SISMAY         Max   1.336E-07 
         ~19        TERM               8.588E-11 
         ~19       COMB1         Max   8.850E-10 
         ~19       COMB1         Min   8.850E-10 
         ~19       COMB2         Max   1.358E-09 
         ~19       COMB2         Min   1.358E-09 
         ~19       COMB3         Max   7.681E-10 
         ~19       COMB3         Min   7.681E-10 
         ~19       COMB4         Max  -2.969E-09 
         ~19       COMB4         Min  -2.969E-09 
         ~19       COMB5         Max   1.241E-09 
         ~19       COMB5         Min   1.241E-09 
         ~19       COMB6         Max  -2.496E-09 
         ~19       COMB6         Min  -2.496E-09 
         ~19       COMB7         Max   7.132E-10 
         ~19       COMB7         Min   7.132E-10 
         ~19       COMB8         Max   1.186E-09 
         ~19       COMB8         Min   1.186E-09 
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         ~19       COMB9         Max   5.963E-10 
         ~19       COMB9         Min   5.963E-10 
         ~19      COMB10         Max  -3.140E-09 
         ~19      COMB10         Min  -3.140E-09 
         ~19      COMB11         Max   1.069E-09 
         ~19      COMB11         Min   1.069E-09 
         ~19      COMB12         Max  -2.667E-09 
         ~19      COMB12         Min  -2.667E-09 
         ~19      COMB13         Max   1.326E-08 
         ~19      COMB13         Min  -1.071E-08 
         ~19      COMB14         Max   1.348E-07 
         ~19      COMB14         Min  -1.323E-07 
         ~19         INV         Max   1.348E-07 
         ~19         INV         Min  -1.323E-07 
         ~20          PP               1.426E-10 
         ~20        PERM               8.924E-10 
         ~20        NEVE               6.106E-10 
         ~20      VENTOX              -1.507E-10 
         ~20      VENTOY              -4.557E-09 
         ~20      SISMAX         Max   2.249E-08 
         ~20      SISMAY         Max   2.128E-07 
         ~20        TERM               1.137E-10 
         ~20       COMB1         Max   1.149E-09 
         ~20       COMB1         Min   1.149E-09 
         ~20       COMB2         Max   1.759E-09 
         ~20       COMB2         Min   1.759E-09 
         ~20       COMB3         Max   9.979E-10 
         ~20       COMB3         Min   9.979E-10 
         ~20       COMB4         Max  -3.408E-09 
         ~20       COMB4         Min  -3.408E-09 
         ~20       COMB5         Max   1.609E-09 
         ~20       COMB5         Min   1.609E-09 
         ~20       COMB6         Max  -2.798E-09 
         ~20       COMB6         Min  -2.798E-09 
         ~20       COMB7         Max   9.213E-10 
         ~20       COMB7         Min   9.213E-10 
         ~20       COMB8         Max   1.532E-09 
         ~20       COMB8         Min   1.532E-09 
         ~20       COMB9         Max   7.706E-10 
         ~20       COMB9         Min   7.706E-10 
         ~20      COMB10         Max  -3.636E-09 
         ~20      COMB10         Min  -3.636E-09 
         ~20      COMB11         Max   1.381E-09 
         ~20      COMB11         Min   1.381E-09 
         ~20      COMB12         Max  -3.025E-09 
         ~20      COMB12         Min  -3.025E-09 
         ~20      COMB13         Max   2.413E-08 
         ~20      COMB13         Min  -2.084E-08 
         ~20      COMB14         Max   2.144E-07 
         ~20      COMB14         Min  -2.111E-07 
         ~20         INV         Max   2.144E-07 
         ~20         INV         Min  -2.111E-07 
         ~21          PP               4.840E-11 
         ~21        PERM               4.099E-10 
         ~21        NEVE               2.805E-10 
         ~21      VENTOX              -6.885E-11 
         ~21      VENTOY              -1.459E-09 
         ~21      SISMAX         Max   1.829E-08 
         ~21      SISMAY         Max   2.441E-07 
         ~21        TERM               3.906E-11 
         ~21       COMB1         Max   4.974E-10 
         ~21       COMB1         Min   4.974E-10 
         ~21       COMB2         Max   7.779E-10 
         ~21       COMB2         Min   7.779E-10 
         ~21       COMB3         Max   4.286E-10 
         ~21       COMB3         Min   4.286E-10 
         ~21       COMB4         Max  -9.615E-10 
         ~21       COMB4         Min  -9.615E-10 
         ~21       COMB5         Max   7.090E-10 
         ~21       COMB5         Min   7.090E-10 
         ~21       COMB6         Max  -6.810E-10 
         ~21       COMB6         Min  -6.810E-10 
         ~21       COMB7         Max   4.193E-10 
         ~21       COMB7         Min   4.193E-10 
         ~21       COMB8         Max   6.998E-10 
         ~21       COMB8         Min   6.998E-10 
         ~21       COMB9         Max   3.504E-10 
         ~21       COMB9         Min   3.504E-10 
         ~21      COMB10         Max  -1.040E-09 
         ~21      COMB10         Min  -1.040E-09 
         ~21      COMB11         Max   6.309E-10 
         ~21      COMB11         Min   6.309E-10 
         ~21      COMB12         Max  -7.591E-10 
         ~21      COMB12         Min  -7.591E-10 
         ~21      COMB13         Max   1.903E-08 
         ~21      COMB13         Min  -1.755E-08 
         ~21      COMB14         Max   2.449E-07 
         ~21      COMB14         Min  -2.434E-07 
         ~21         INV         Max   2.449E-07 
         ~21         INV         Min  -2.434E-07 
         ~22          PP               5.263E-12 
         ~22        PERM               1.669E-10 
         ~22        NEVE               1.142E-10 
         ~22      VENTOX              -2.788E-11 
         ~22      VENTOY              -4.851E-10 
         ~22      SISMAX         Max   8.357E-09 
         ~22      SISMAY         Max   1.010E-07 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

652/ 799 

 
         ~22        TERM               4.750E-12 
         ~22       COMB1         Max   1.769E-10 
         ~22       COMB1         Min   1.769E-10 
         ~22       COMB2         Max   2.910E-10 
         ~22       COMB2         Min   2.910E-10 
         ~22       COMB3         Max   1.490E-10 
         ~22       COMB3         Min   1.490E-10 
         ~22       COMB4         Max  -3.082E-10 
         ~22       COMB4         Min  -3.082E-10 
         ~22       COMB5         Max   2.631E-10 
         ~22       COMB5         Min   2.631E-10 
         ~22       COMB6         Max  -1.941E-10 
         ~22       COMB6         Min  -1.941E-10 
         ~22       COMB7         Max   1.674E-10 
         ~22       COMB7         Min   1.674E-10 
         ~22       COMB8         Max   2.815E-10 
         ~22       COMB8         Min   2.815E-10 
         ~22       COMB9         Max   1.395E-10 
         ~22       COMB9         Min   1.395E-10 
         ~22      COMB10         Max  -3.177E-10 
         ~22      COMB10         Min  -3.177E-10 
         ~22      COMB11         Max   2.536E-10 
         ~22      COMB11         Min   2.536E-10 
         ~22      COMB12         Max  -2.036E-10 
         ~22      COMB12         Min  -2.036E-10 
         ~22      COMB13         Max   8.643E-09 
         ~22      COMB13         Min  -8.071E-09 
         ~22      COMB14         Max   1.013E-07 
         ~22      COMB14         Min  -1.007E-07 
         ~22         INV         Max   1.013E-07 
         ~22         INV         Min  -1.007E-07 
         ~23          PP              -2.090E-11 
         ~23        PERM              -1.234E-10 
         ~23        NEVE              -8.444E-11 
         ~23      VENTOX               2.079E-11 
         ~23      VENTOY               4.868E-10 
         ~23      SISMAX         Max   8.878E-09 
         ~23      SISMAY         Max   1.295E-07 
         ~23        TERM              -1.664E-11 
         ~23       COMB1         Max  -1.610E-10 
         ~23       COMB1         Min  -1.610E-10 
         ~23       COMB2         Max  -2.454E-10 
         ~23       COMB2         Min  -2.454E-10 
         ~23       COMB3         Max  -1.402E-10 
         ~23       COMB3         Min  -1.402E-10 
         ~23       COMB4         Max   3.259E-10 
         ~23       COMB4         Min   3.259E-10 
         ~23       COMB5         Max  -2.246E-10 
         ~23       COMB5         Min  -2.246E-10 
         ~23       COMB6         Max   2.414E-10 
         ~23       COMB6         Min   2.414E-10 
         ~23       COMB7         Max  -1.277E-10 
         ~23       COMB7         Min  -1.277E-10 
         ~23       COMB8         Max  -2.121E-10 
         ~23       COMB8         Min  -2.121E-10 
         ~23       COMB9         Max  -1.069E-10 
         ~23       COMB9         Min  -1.069E-10 
         ~23      COMB10         Max   3.591E-10 
         ~23      COMB10         Min   3.591E-10 
         ~23      COMB11         Max  -1.913E-10 
         ~23      COMB11         Min  -1.913E-10 
         ~23      COMB12         Max   2.747E-10 
         ~23      COMB12         Min   2.747E-10 
         ~23      COMB13         Max   8.650E-09 
         ~23      COMB13         Min  -9.107E-09 
         ~23      COMB14         Max   1.293E-07 
         ~23      COMB14         Min  -1.298E-07 
         ~23         INV         Max   1.293E-07 
         ~23         INV         Min  -1.298E-07 
         ~24          PP              -3.008E-11 
         ~24        PERM              -4.608E-10 
         ~24        NEVE              -3.153E-10 
         ~24      VENTOX               7.715E-11 
         ~24      VENTOY               1.457E-09 
         ~24      SISMAX         Max   1.767E-08 
         ~24      SISMAY         Max   2.193E-07 
         ~24        TERM              -2.512E-11 
         ~24       COMB1         Max  -5.160E-10 
         ~24       COMB1         Min  -5.160E-10 
         ~24       COMB2         Max  -8.314E-10 
         ~24       COMB2         Min  -8.314E-10 
         ~24       COMB3         Max  -4.389E-10 
         ~24       COMB3         Min  -4.389E-10 
         ~24       COMB4         Max   9.408E-10 
         ~24       COMB4         Min   9.408E-10 
         ~24       COMB5         Max  -7.542E-10 
         ~24       COMB5         Min  -7.542E-10 
         ~24       COMB6         Max   6.255E-10 
         ~24       COMB6         Min   6.255E-10 
         ~24       COMB7         Max  -4.658E-10 
         ~24       COMB7         Min  -4.658E-10 
         ~24       COMB8         Max  -7.811E-10 
         ~24       COMB8         Min  -7.811E-10 
         ~24       COMB9         Max  -3.886E-10 
         ~24       COMB9         Min  -3.886E-10 
         ~24      COMB10         Max   9.911E-10 
         ~24      COMB10         Min   9.911E-10 
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         ~24      COMB11         Max  -7.040E-10 
         ~24      COMB11         Min  -7.040E-10 
         ~24      COMB12         Max   6.757E-10 
         ~24      COMB12         Min   6.757E-10 
         ~24      COMB13         Max   1.686E-08 
         ~24      COMB13         Min  -1.848E-08 
         ~24      COMB14         Max   2.185E-07 
         ~24      COMB14         Min  -2.201E-07 
         ~24         INV         Max   2.185E-07 
         ~24         INV         Min  -2.201E-07 
         ~25          PP              -1.263E-11 
         ~25        PERM              -3.738E-10 
         ~25        NEVE              -2.557E-10 
         ~25      VENTOX               6.219E-11 
         ~25      VENTOY               7.790E-10 
         ~25      SISMAX         Max   2.195E-08 
         ~25      SISMAY         Max   2.307E-07 
         ~25        TERM              -1.142E-11 
         ~25       COMB1         Max  -3.978E-10 
         ~25       COMB1         Min  -3.978E-10 
         ~25       COMB2         Max  -6.536E-10 
         ~25       COMB2         Min  -6.536E-10 
         ~25       COMB3         Max  -3.356E-10 
         ~25       COMB3         Min  -3.356E-10 
         ~25       COMB4         Max   3.812E-10 
         ~25       COMB4         Min   3.812E-10 
         ~25       COMB5         Max  -5.914E-10 
         ~25       COMB5         Min  -5.914E-10 
         ~25       COMB6         Max   1.254E-10 
         ~25       COMB6         Min   1.254E-10 
         ~25       COMB7         Max  -3.750E-10 
         ~25       COMB7         Min  -3.750E-10 
         ~25       COMB8         Max  -6.307E-10 
         ~25       COMB8         Min  -6.307E-10 
         ~25       COMB9         Max  -3.128E-10 
         ~25       COMB9         Min  -3.128E-10 
         ~25      COMB10         Max   4.040E-10 
         ~25      COMB10         Min   4.040E-10 
         ~25      COMB11         Max  -5.685E-10 
         ~25      COMB11         Min  -5.685E-10 
         ~25      COMB12         Max   1.483E-10 
         ~25      COMB12         Min   1.483E-10 
         ~25      COMB13         Max   2.131E-08 
         ~25      COMB13         Min  -2.259E-08 
         ~25      COMB14         Max   2.301E-07 
         ~25      COMB14         Min  -2.314E-07 
         ~25         INV         Max   2.301E-07 
         ~25         INV         Min  -2.314E-07 
         ~26          PP              -1.924E-12 
         ~26        PERM              -2.875E-11 
         ~26        NEVE              -1.967E-11 
         ~26      VENTOX               4.518E-12 
         ~26      VENTOY              -2.502E-10 
         ~26      SISMAX         Max   1.178E-08 
         ~26      SISMAY         Max   1.116E-07 
         ~26        TERM              -1.747E-12 
         ~26       COMB1         Max  -3.242E-11 
         ~26       COMB1         Min  -3.242E-11 
         ~26       COMB2         Max  -5.209E-11 
         ~26       COMB2         Min  -5.209E-11 
         ~26       COMB3         Max  -2.790E-11 
         ~26       COMB3         Min  -2.790E-11 
         ~26       COMB4         Max  -2.827E-10 
         ~26       COMB4         Min  -2.827E-10 
         ~26       COMB5         Max  -4.757E-11 
         ~26       COMB5         Min  -4.757E-11 
         ~26       COMB6         Max  -3.023E-10 
         ~26       COMB6         Min  -3.023E-10 
         ~26       COMB7         Max  -2.892E-11 
         ~26       COMB7         Min  -2.892E-11 
         ~26       COMB8         Max  -4.859E-11 
         ~26       COMB8         Min  -4.859E-11 
         ~26       COMB9         Max  -2.441E-11 
         ~26       COMB9         Min  -2.441E-11 
         ~26      COMB10         Max  -2.792E-10 
         ~26      COMB10         Min  -2.792E-10 
         ~26      COMB11         Max  -4.408E-11 
         ~26      COMB11         Min  -4.408E-11 
         ~26      COMB12         Max  -2.988E-10 
         ~26      COMB12         Min  -2.988E-10 
         ~26      COMB13         Max   1.173E-08 
         ~26      COMB13         Min  -1.183E-08 
         ~26      COMB14         Max   1.115E-07 
         ~26      COMB14         Min  -1.116E-07 
         ~26         INV         Max   1.115E-07 
         ~26         INV         Min  -1.116E-07 
         ~27          PP               5.212E-12 
         ~27        PERM               1.666E-10 
         ~27        NEVE               1.140E-10 
         ~27      VENTOX              -2.783E-11 
         ~27      VENTOY              -4.831E-10 
         ~27      SISMAX         Max   9.354E-09 
         ~27      SISMAY         Max   1.248E-07 
         ~27        TERM               4.711E-12 
         ~27       COMB1         Max   1.765E-10 
         ~27       COMB1         Min   1.765E-10 
         ~27       COMB2         Max   2.905E-10 
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         ~27       COMB2         Min   2.905E-10 
         ~27       COMB3         Max   1.487E-10 
         ~27       COMB3         Min   1.487E-10 
         ~27       COMB4         Max  -3.066E-10 
         ~27       COMB4         Min  -3.066E-10 
         ~27       COMB5         Max   2.627E-10 
         ~27       COMB5         Min   2.627E-10 
         ~27       COMB6         Max  -1.926E-10 
         ~27       COMB6         Min  -1.926E-10 
         ~27       COMB7         Max   1.671E-10 
         ~27       COMB7         Min   1.671E-10 
         ~27       COMB8         Max   2.811E-10 
         ~27       COMB8         Min   2.811E-10 
         ~27       COMB9         Max   1.393E-10 
         ~27       COMB9         Min   1.393E-10 
         ~27      COMB10         Max  -3.160E-10 
         ~27      COMB10         Min  -3.160E-10 
         ~27      COMB11         Max   2.533E-10 
         ~27      COMB11         Min   2.533E-10 
         ~27      COMB12         Max  -2.021E-10 
         ~27      COMB12         Min  -2.021E-10 
         ~27      COMB13         Max   9.640E-09 
         ~27      COMB13         Min  -9.068E-09 
         ~27      COMB14         Max   1.251E-07 
         ~27      COMB14         Min  -1.245E-07 
         ~27         INV         Max   1.251E-07 
         ~27         INV         Min  -1.245E-07 
         ~28          PP               8.779E-12 
         ~28        PERM               2.123E-10 
         ~28        NEVE               1.452E-10 
         ~28      VENTOX              -3.487E-11 
         ~28      VENTOY               8.026E-11 
         ~28      SISMAX         Max   2.480E-08 
         ~28      SISMAY         Max   2.174E-07 
         ~28        TERM               7.951E-12 
         ~28       COMB1         Max   2.290E-10 
         ~28       COMB1         Min   2.290E-10 
         ~28       COMB2         Max   3.742E-10 
         ~28       COMB2         Min   3.742E-10 
         ~28       COMB3         Max   1.941E-10 
         ~28       COMB3         Min   1.941E-10 
         ~28       COMB4         Max   3.093E-10 
         ~28       COMB4         Min   3.093E-10 
         ~28       COMB5         Max   3.394E-10 
         ~28       COMB5         Min   3.394E-10 
         ~28       COMB6         Max   4.545E-10 
         ~28       COMB6         Min   4.545E-10 
         ~28       COMB7         Max   2.131E-10 
         ~28       COMB7         Min   2.131E-10 
         ~28       COMB8         Max   3.583E-10 
         ~28       COMB8         Min   3.583E-10 
         ~28       COMB9         Max   1.782E-10 
         ~28       COMB9         Min   1.782E-10 
         ~28      COMB10         Max   2.934E-10 
         ~28      COMB10         Min   2.934E-10 
         ~28      COMB11         Max   3.235E-10 
         ~28      COMB11         Min   3.235E-10 
         ~28      COMB12         Max   4.386E-10 
         ~28      COMB12         Min   4.386E-10 
         ~28      COMB13         Max   2.517E-08 
         ~28      COMB13         Min  -2.444E-08 
         ~28      COMB14         Max   2.177E-07 
         ~28      COMB14         Min  -2.170E-07 
         ~28         INV         Max   2.177E-07 
         ~28         INV         Min  -2.170E-07 
         ~29          PP               3.008E-12 
         ~29        PERM               7.198E-11 
         ~29        NEVE               4.925E-11 
         ~29      VENTOX              -9.029E-12 
         ~29      VENTOY               3.483E-09 
         ~29      SISMAX         Max   2.998E-08 
         ~29      SISMAY         Max   2.131E-07 
         ~29        TERM               3.841E-12 
         ~29       COMB1         Max   7.883E-11 
         ~29       COMB1         Min   7.883E-11 
         ~29       COMB2         Max   1.281E-10 
         ~29       COMB2         Min   1.281E-10 
         ~29       COMB3         Max   6.980E-11 
         ~29       COMB3         Min   6.980E-11 
         ~29       COMB4         Max   3.562E-09 
         ~29       COMB4         Min   3.562E-09 
         ~29       COMB5         Max   1.191E-10 
         ~29       COMB5         Min   1.191E-10 
         ~29       COMB6         Max   3.611E-09 
         ~29       COMB6         Min   3.611E-09 
         ~29       COMB7         Max   7.115E-11 
         ~29       COMB7         Min   7.115E-11 
         ~29       COMB8         Max   1.204E-10 
         ~29       COMB8         Min   1.204E-10 
         ~29       COMB9         Max   6.212E-11 
         ~29       COMB9         Min   6.212E-11 
         ~29      COMB10         Max   3.554E-09 
         ~29      COMB10         Min   3.554E-09 
         ~29      COMB11         Max   1.114E-10 
         ~29      COMB11         Min   1.114E-10 
         ~29      COMB12         Max   3.604E-09 
         ~29      COMB12         Min   3.604E-09 
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         ~29      COMB13         Max   3.011E-08 
         ~29      COMB13         Min  -2.986E-08 
         ~29      COMB14         Max   2.132E-07 
         ~29      COMB14         Min  -2.130E-07 
         ~29         INV         Max   2.132E-07 
         ~29         INV         Min  -2.130E-07 
         ~30          PP              -1.062E-12 
         ~30        PERM               1.407E-11 
         ~30        NEVE               9.628E-12 
         ~30      VENTOX               2.623E-13 
         ~30      VENTOY               3.217E-09 
         ~30      SISMAX         Max   1.333E-08 
         ~30      SISMAY         Max   1.148E-07 
         ~30        TERM               2.413E-13 
         ~30       COMB1         Max   1.325E-11 
         ~30       COMB1         Min   1.325E-11 
         ~30       COMB2         Max   2.288E-11 
         ~30       COMB2         Min   2.288E-11 
         ~30       COMB3         Max   1.351E-11 
         ~30       COMB3         Min   1.351E-11 
         ~30       COMB4         Max   3.230E-09 
         ~30       COMB4         Min   3.230E-09 
         ~30       COMB5         Max   2.314E-11 
         ~30       COMB5         Min   2.314E-11 
         ~30       COMB6         Max   3.240E-09 
         ~30       COMB6         Min   3.240E-09 
         ~30       COMB7         Max   1.277E-11 
         ~30       COMB7         Min   1.277E-11 
         ~30       COMB8         Max   2.240E-11 
         ~30       COMB8         Min   2.240E-11 
         ~30       COMB9         Max   1.303E-11 
         ~30       COMB9         Min   1.303E-11 
         ~30      COMB10         Max   3.230E-09 
         ~30      COMB10         Min   3.230E-09 
         ~30      COMB11         Max   2.266E-11 
         ~30      COMB11         Min   2.266E-11 
         ~30      COMB12         Max   3.239E-09 
         ~30      COMB12         Min   3.239E-09 
         ~30      COMB13         Max   1.335E-08 
         ~30      COMB13         Min  -1.330E-08 
         ~30      COMB14         Max   1.148E-07 
         ~30      COMB14         Min  -1.148E-07 
         ~30         INV         Max   1.148E-07 
         ~30         INV         Min  -1.148E-07 
         ~31          PP              -1.908E-12 
         ~31        PERM              -2.834E-11 
         ~31        NEVE              -1.939E-11 
         ~31      VENTOX               4.444E-12 
         ~31      VENTOY              -2.600E-10 
         ~31      SISMAX         Max   1.337E-08 
         ~31      SISMAY         Max   1.162E-07 
         ~31        TERM              -1.736E-12 
         ~31       COMB1         Max  -3.199E-11 
         ~31       COMB1         Min  -3.199E-11 
         ~31       COMB2         Max  -5.138E-11 
         ~31       COMB2         Min  -5.138E-11 
         ~31       COMB3         Max  -2.754E-11 
         ~31       COMB3         Min  -2.754E-11 
         ~31       COMB4         Max  -2.920E-10 
         ~31       COMB4         Min  -2.920E-10 
         ~31       COMB5         Max  -4.694E-11 
         ~31       COMB5         Min  -4.694E-11 
         ~31       COMB6         Max  -3.114E-10 
         ~31       COMB6         Min  -3.114E-10 
         ~31       COMB7         Max  -2.852E-11 
         ~31       COMB7         Min  -2.852E-11 
         ~31       COMB8         Max  -4.791E-11 
         ~31       COMB8         Min  -4.791E-11 
         ~31       COMB9         Max  -2.407E-11 
         ~31       COMB9         Min  -2.407E-11 
         ~31      COMB10         Max  -2.885E-10 
         ~31      COMB10         Min  -2.885E-10 
         ~31      COMB11         Max  -4.347E-11 
         ~31      COMB11         Min  -4.347E-11 
         ~31      COMB12         Max  -3.079E-10 
         ~31      COMB12         Min  -3.079E-10 
         ~31      COMB13         Max   1.332E-08 
         ~31      COMB13         Min  -1.342E-08 
         ~31      COMB14         Max   1.161E-07 
         ~31      COMB14         Min  -1.162E-07 
         ~31         INV         Max   1.161E-07 
         ~31         INV         Min  -1.162E-07 
         ~32          PP               4.713E-13 
         ~32        PERM              -5.526E-11 
         ~32        NEVE              -3.781E-11 
         ~32      VENTOX               3.515E-12 
         ~32      VENTOY              -6.947E-09 
         ~32      SISMAX         Max   3.027E-08 
         ~32      SISMAY         Max   2.129E-07 
         ~32        TERM              -2.090E-12 
         ~32       COMB1         Max  -5.688E-11 
         ~32       COMB1         Min  -5.688E-11 
         ~32       COMB2         Max  -9.469E-11 
         ~32       COMB2         Min  -9.469E-11 
         ~32       COMB3         Max  -5.337E-11 
         ~32       COMB3         Min  -5.337E-11 
         ~32       COMB4         Max  -7.004E-09 
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         ~32       COMB4         Min  -7.004E-09 
         ~32       COMB5         Max  -9.118E-11 
         ~32       COMB5         Min  -9.118E-11 
         ~32       COMB6         Max  -7.042E-09 
         ~32       COMB6         Min  -7.042E-09 
         ~32       COMB7         Max  -5.270E-11 
         ~32       COMB7         Min  -5.270E-11 
         ~32       COMB8         Max  -9.051E-11 
         ~32       COMB8         Min  -9.051E-11 
         ~32       COMB9         Max  -4.919E-11 
         ~32       COMB9         Min  -4.919E-11 
         ~32      COMB10         Max  -7.000E-09 
         ~32      COMB10         Min  -7.000E-09 
         ~32      COMB11         Max  -8.700E-11 
         ~32      COMB11         Min  -8.700E-11 
         ~32      COMB12         Max  -7.038E-09 
         ~32      COMB12         Min  -7.038E-09 
         ~32      COMB13         Max   3.018E-08 
         ~32      COMB13         Min  -3.037E-08 
         ~32      COMB14         Max   2.128E-07 
         ~32      COMB14         Min  -2.130E-07 
         ~32         INV         Max   2.128E-07 
         ~32         INV         Min  -2.130E-07 
         ~33          PP              -3.168E-10 
         ~33        PERM              -7.765E-10 
         ~33        NEVE              -5.313E-10 
         ~33      VENTOX               9.762E-10 
         ~33      VENTOY              -1.380E-08 
         ~33      SISMAX         Max   1.996E-07 
         ~33      SISMAY         Max   1.494E-07 
         ~33        TERM               1.829E-10 
         ~33       COMB1         Max  -9.104E-10 
         ~33       COMB1         Min  -9.104E-10 
         ~33       COMB2         Max  -1.442E-09 
         ~33       COMB2         Min  -1.442E-09 
         ~33       COMB3         Max   6.580E-11 
         ~33       COMB3         Min   6.580E-11 
         ~33       COMB4         Max  -1.471E-08 
         ~33       COMB4         Min  -1.471E-08 
         ~33       COMB5         Max  -4.655E-10 
         ~33       COMB5         Min  -4.655E-10 
         ~33       COMB6         Max  -1.525E-08 
         ~33       COMB6         Min  -1.525E-08 
         ~33       COMB7         Max  -1.276E-09 
         ~33       COMB7         Min  -1.276E-09 
         ~33       COMB8         Max  -1.808E-09 
         ~33       COMB8         Min  -1.808E-09 
         ~33       COMB9         Max  -3.000E-10 
         ~33       COMB9         Min  -3.000E-10 
         ~33      COMB10         Max  -1.508E-08 
         ~33      COMB10         Min  -1.508E-08 
         ~33      COMB11         Max  -8.313E-10 
         ~33      COMB11         Min  -8.313E-10 
         ~33      COMB12         Max  -1.561E-08 
         ~33      COMB12         Min  -1.561E-08 
         ~33      COMB13         Max   1.980E-07 
         ~33      COMB13         Min  -2.012E-07 
         ~33      COMB14         Max   1.478E-07 
         ~33      COMB14         Min  -1.511E-07 
         ~33         INV         Max   1.980E-07 
         ~33         INV         Min  -2.012E-07 
         ~34          PP              -7.401E-12 
         ~34        PERM              -1.286E-11 
         ~34        NEVE              -8.799E-12 
         ~34      VENTOX              -8.365E-11 
         ~34      VENTOY               1.554E-10 
         ~34      SISMAX         Max   7.268E-08 
         ~34      SISMAY         Max   7.113E-08 
         ~34        TERM              -5.214E-11 
         ~34       COMB1         Max  -7.240E-11 
         ~34       COMB1         Min  -7.240E-11 
         ~34       COMB2         Max  -8.120E-11 
         ~34       COMB2         Min  -8.120E-11 
         ~34       COMB3         Max  -1.561E-10 
         ~34       COMB3         Min  -1.561E-10 
         ~34       COMB4         Max   8.297E-11 
         ~34       COMB4         Min   8.297E-11 
         ~34       COMB5         Max  -1.649E-10 
         ~34       COMB5         Min  -1.649E-10 
         ~34       COMB6         Max   7.417E-11 
         ~34       COMB6         Min   7.417E-11 
         ~34       COMB7         Max   3.188E-11 
         ~34       COMB7         Min   3.188E-11 
         ~34       COMB8         Max   2.308E-11 
         ~34       COMB8         Min   2.308E-11 
         ~34       COMB9         Max  -5.177E-11 
         ~34       COMB9         Min  -5.177E-11 
         ~34      COMB10         Max   1.873E-10 
         ~34      COMB10         Min   1.873E-10 
         ~34      COMB11         Max  -6.057E-11 
         ~34      COMB11         Min  -6.057E-11 
         ~34      COMB12         Max   1.785E-10 
         ~34      COMB12         Min   1.785E-10 
         ~34      COMB13         Max   7.265E-08 
         ~34      COMB13         Min  -7.271E-08 
         ~34      COMB14         Max   7.110E-08 
         ~34      COMB14         Min  -7.116E-08 
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         ~34         INV         Max   7.265E-08 
         ~34         INV         Min  -7.271E-08 
         ~35          PP               1.486E-10 
         ~35        PERM               3.667E-10 
         ~35        NEVE               2.509E-10 
         ~35      VENTOX              -5.047E-10 
         ~35      VENTOY               6.686E-09 
         ~35      SISMAX         Max   1.079E-07 
         ~35      SISMAY         Max   6.770E-08 
         ~35        TERM              -1.105E-10 
         ~35       COMB1         Max   4.048E-10 
         ~35       COMB1         Min   4.048E-10 
         ~35       COMB2         Max   6.556E-10 
         ~35       COMB2         Min   6.556E-10 
         ~35       COMB3         Max  -9.995E-11 
         ~35       COMB3         Min  -9.995E-11 
         ~35       COMB4         Max   7.091E-09 
         ~35       COMB4         Min   7.091E-09 
         ~35       COMB5         Max   1.509E-10 
         ~35       COMB5         Min   1.509E-10 
         ~35       COMB6         Max   7.342E-09 
         ~35       COMB6         Min   7.342E-09 
         ~35       COMB7         Max   6.258E-10 
         ~35       COMB7         Min   6.258E-10 
         ~35       COMB8         Max   8.767E-10 
         ~35       COMB8         Min   8.767E-10 
         ~35       COMB9         Max   1.211E-10 
         ~35       COMB9         Min   1.211E-10 
         ~35      COMB10         Max   7.312E-09 
         ~35      COMB10         Min   7.312E-09 
         ~35      COMB11         Max   3.720E-10 
         ~35      COMB11         Min   3.720E-10 
         ~35      COMB12         Max   7.563E-09 
         ~35      COMB12         Min   7.563E-09 
         ~35      COMB13         Max   1.087E-07 
         ~35      COMB13         Min  -1.071E-07 
         ~35      COMB14         Max   6.846E-08 
         ~35      COMB14         Min  -6.693E-08 
         ~35         INV         Max   1.087E-07 
         ~35         INV         Min  -1.071E-07 
         ~36          PP               1.513E-10 
         ~36        PERM               3.620E-10 
         ~36        NEVE               2.477E-10 
         ~36      VENTOX              -2.869E-10 
         ~36      VENTOY               5.788E-09 
         ~36      SISMAX         Max   1.671E-07 
         ~36      SISMAY         Max   1.461E-07 
         ~36        TERM               7.704E-12 
         ~36       COMB1         Max   5.210E-10 
         ~36       COMB1         Min   5.210E-10 
         ~36       COMB2         Max   7.687E-10 
         ~36       COMB2         Min   7.687E-10 
         ~36       COMB3         Max   2.341E-10 
         ~36       COMB3         Min   2.341E-10 
         ~36       COMB4         Max   6.309E-09 
         ~36       COMB4         Min   6.309E-09 
         ~36       COMB5         Max   4.818E-10 
         ~36       COMB5         Min   4.818E-10 
         ~36       COMB6         Max   6.557E-09 
         ~36       COMB6         Min   6.557E-09 
         ~36       COMB7         Max   5.056E-10 
         ~36       COMB7         Min   5.056E-10 
         ~36       COMB8         Max   7.533E-10 
         ~36       COMB8         Min   7.533E-10 
         ~36       COMB9         Max   2.187E-10 
         ~36       COMB9         Min   2.187E-10 
         ~36      COMB10         Max   6.294E-09 
         ~36      COMB10         Min   6.294E-09 
         ~36      COMB11         Max   4.664E-10 
         ~36      COMB11         Min   4.664E-10 
         ~36      COMB12         Max   6.541E-09 
         ~36      COMB12         Min   6.541E-09 
         ~36      COMB13         Max   1.679E-07 
         ~36      COMB13         Min  -1.664E-07 
         ~36      COMB14         Max   1.468E-07 
         ~36      COMB14         Min  -1.453E-07 
         ~36         INV         Max   1.679E-07 
         ~36         INV         Min  -1.664E-07 
         ~37          PP               1.463E-11 
         ~37        PERM               2.483E-11 
         ~37        NEVE               1.699E-11 
         ~37      VENTOX               1.775E-10 
         ~37      VENTOY               1.296E-09 
         ~37      SISMAX         Max   2.024E-07 
         ~37      SISMAY         Max   1.253E-07 
         ~37        TERM               1.095E-10 
         ~37       COMB1         Max   1.490E-10 
         ~37       COMB1         Min   1.490E-10 
         ~37       COMB2         Max   1.659E-10 
         ~37       COMB2         Min   1.659E-10 
         ~37       COMB3         Max   3.264E-10 
         ~37       COMB3         Min   3.264E-10 
         ~37       COMB4         Max   1.445E-09 
         ~37       COMB4         Min   1.445E-09 
         ~37       COMB5         Max   3.434E-10 
         ~37       COMB5         Min   3.434E-10 
         ~37       COMB6         Max   1.462E-09 
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         ~37       COMB6         Min   1.462E-09 
         ~37       COMB7         Max  -7.004E-11 
         ~37       COMB7         Min  -7.004E-11 
         ~37       COMB8         Max  -5.305E-11 
         ~37       COMB8         Min  -5.305E-11 
         ~37       COMB9         Max   1.074E-10 
         ~37       COMB9         Min   1.074E-10 
         ~37      COMB10         Max   1.226E-09 
         ~37      COMB10         Min   1.226E-09 
         ~37      COMB11         Max   1.244E-10 
         ~37      COMB11         Min   1.244E-10 
         ~37      COMB12         Max   1.243E-09 
         ~37      COMB12         Min   1.243E-09 
         ~37      COMB13         Max   2.025E-07 
         ~37      COMB13         Min  -2.024E-07 
         ~37      COMB14         Max   1.253E-07 
         ~37      COMB14         Min  -1.252E-07 
         ~37         INV         Max   2.025E-07 
         ~37         INV         Min  -2.024E-07 
         ~38          PP               1.856E-14 
         ~38        PERM               3.149E-14 
         ~38        NEVE               2.154E-14 
         ~38      VENTOX               2.251E-13 
         ~38      VENTOY               1.802E-09 
         ~38      SISMAX         Max   9.219E-08 
         ~38      SISMAY         Max   6.892E-08 
         ~38        TERM               1.389E-13 
         ~38       COMB1         Max   1.889E-13 
         ~38       COMB1         Min   1.889E-13 
         ~38       COMB2         Max   2.105E-13 
         ~38       COMB2         Min   2.105E-13 
         ~38       COMB3         Max   4.140E-13 
         ~38       COMB3         Min   4.140E-13 
         ~38       COMB4         Max   1.802E-09 
         ~38       COMB4         Min   1.802E-09 
         ~38       COMB5         Max   4.355E-13 
         ~38       COMB5         Min   4.355E-13 
         ~38       COMB6         Max   1.802E-09 
         ~38       COMB6         Min   1.802E-09 
         ~38       COMB7         Max  -8.882E-14 
         ~38       COMB7         Min  -8.882E-14 
         ~38       COMB8         Max  -6.728E-14 
         ~38       COMB8         Min  -6.728E-14 
         ~38       COMB9         Max   1.363E-13 
         ~38       COMB9         Min   1.363E-13 
         ~38      COMB10         Max   1.802E-09 
         ~38      COMB10         Min   1.802E-09 
         ~38      COMB11         Max   1.578E-13 
         ~38      COMB11         Min   1.578E-13 
         ~38      COMB12         Max   1.802E-09 
         ~38      COMB12         Min   1.802E-09 
         ~38      COMB13         Max   9.219E-08 
         ~38      COMB13         Min  -9.219E-08 
         ~38      COMB14         Max   6.892E-08 
         ~38      COMB14         Min  -6.892E-08 
         ~38         INV         Max   9.219E-08 
         ~38         INV         Min  -9.219E-08 
         ~39          PP              -7.008E-12 
         ~39        PERM              -1.189E-11 
         ~39        NEVE              -8.135E-12 
         ~39      VENTOX              -8.499E-11 
         ~39      VENTOY               1.683E-10 
         ~39      SISMAX         Max   1.138E-07 
         ~39      SISMAY         Max   4.650E-08 
         ~39        TERM              -5.244E-11 
         ~39       COMB1         Max  -7.133E-11 
         ~39       COMB1         Min  -7.133E-11 
         ~39       COMB2         Max  -7.947E-11 
         ~39       COMB2         Min  -7.947E-11 
         ~39       COMB3         Max  -1.563E-10 
         ~39       COMB3         Min  -1.563E-10 
         ~39       COMB4         Max   9.698E-11 
         ~39       COMB4         Min   9.698E-11 
         ~39       COMB5         Max  -1.645E-10 
         ~39       COMB5         Min  -1.645E-10 
         ~39       COMB6         Max   8.884E-11 
         ~39       COMB6         Min   8.884E-11 
         ~39       COMB7         Max   3.354E-11 
         ~39       COMB7         Min   3.354E-11 
         ~39       COMB8         Max   2.540E-11 
         ~39       COMB8         Min   2.540E-11 
         ~39       COMB9         Max  -5.145E-11 
         ~39       COMB9         Min  -5.145E-11 
         ~39      COMB10         Max   2.018E-10 
         ~39      COMB10         Min   2.018E-10 
         ~39      COMB11         Max  -5.959E-11 
         ~39      COMB11         Min  -5.959E-11 
         ~39      COMB12         Max   1.937E-10 
         ~39      COMB12         Min   1.937E-10 
         ~39      COMB13         Max   1.138E-07 
         ~39      COMB13         Min  -1.139E-07 
         ~39      COMB14         Max   4.648E-08 
         ~39      COMB14         Min  -4.653E-08 
         ~39         INV         Max   1.138E-07 
         ~39         INV         Min  -1.139E-07 
         ~40          PP              -6.445E-12 
         ~40        PERM              -1.093E-11 
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         ~40        NEVE              -7.482E-12 
         ~40      VENTOX              -7.817E-11 
         ~40      VENTOY              -3.605E-09 
         ~40      SISMAX         Max   1.793E-07 
         ~40      SISMAY         Max   1.454E-07 
         ~40        TERM              -4.823E-11 
         ~40       COMB1         Max  -6.561E-11 
         ~40       COMB1         Min  -6.561E-11 
         ~40       COMB2         Max  -7.309E-11 
         ~40       COMB2         Min  -7.309E-11 
         ~40       COMB3         Max  -1.438E-10 
         ~40       COMB3         Min  -1.438E-10 
         ~40       COMB4         Max  -3.671E-09 
         ~40       COMB4         Min  -3.671E-09 
         ~40       COMB5         Max  -1.513E-10 
         ~40       COMB5         Min  -1.513E-10 
         ~40       COMB6         Max  -3.678E-09 
         ~40       COMB6         Min  -3.678E-09 
         ~40       COMB7         Max   3.085E-11 
         ~40       COMB7         Min   3.085E-11 
         ~40       COMB8         Max   2.336E-11 
         ~40       COMB8         Min   2.336E-11 
         ~40       COMB9         Max  -4.732E-11 
         ~40       COMB9         Min  -4.732E-11 
         ~40      COMB10         Max  -3.574E-09 
         ~40      COMB10         Min  -3.574E-09 
         ~40      COMB11         Max  -5.480E-11 
         ~40      COMB11         Min  -5.480E-11 
         ~40      COMB12         Max  -3.582E-09 
         ~40      COMB12         Min  -3.582E-09 
         ~40      COMB13         Max   1.793E-07 
         ~40      COMB13         Min  -1.793E-07 
         ~40      COMB14         Max   1.453E-07 
         ~40      COMB14         Min  -1.454E-07 
         ~40         INV         Max   1.793E-07 
         ~40         INV         Min  -1.793E-07 
         ~41          PP               6.445E-12 
         ~41        PERM               1.093E-11 
         ~41        NEVE               7.482E-12 
         ~41      VENTOX               7.817E-11 
         ~41      VENTOY              -3.605E-09 
         ~41      SISMAX         Max   1.793E-07 
         ~41      SISMAY         Max   1.454E-07 
         ~41        TERM               4.823E-11 
         ~41       COMB1         Max   6.561E-11 
         ~41       COMB1         Min   6.561E-11 
         ~41       COMB2         Max   7.309E-11 
         ~41       COMB2         Min   7.309E-11 
         ~41       COMB3         Max   1.438E-10 
         ~41       COMB3         Min   1.438E-10 
         ~41       COMB4         Max  -3.539E-09 
         ~41       COMB4         Min  -3.539E-09 
         ~41       COMB5         Max   1.513E-10 
         ~41       COMB5         Min   1.513E-10 
         ~41       COMB6         Max  -3.532E-09 
         ~41       COMB6         Min  -3.532E-09 
         ~41       COMB7         Max  -3.085E-11 
         ~41       COMB7         Min  -3.085E-11 
         ~41       COMB8         Max  -2.336E-11 
         ~41       COMB8         Min  -2.336E-11 
         ~41       COMB9         Max   4.732E-11 
         ~41       COMB9         Min   4.732E-11 
         ~41      COMB10         Max  -3.636E-09 
         ~41      COMB10         Min  -3.636E-09 
         ~41      COMB11         Max   5.480E-11 
         ~41      COMB11         Min   5.480E-11 
         ~41      COMB12         Max  -3.628E-09 
         ~41      COMB12         Min  -3.628E-09 
         ~41      COMB13         Max   1.793E-07 
         ~41      COMB13         Min  -1.793E-07 
         ~41      COMB14         Max   1.454E-07 
         ~41      COMB14         Min  -1.453E-07 
         ~41         INV         Max   1.793E-07 
         ~41         INV         Min  -1.793E-07 
         ~42          PP               7.008E-12 
         ~42        PERM               1.189E-11 
         ~42        NEVE               8.135E-12 
         ~42      VENTOX               8.499E-11 
         ~42      VENTOY               1.688E-10 
         ~42      SISMAX         Max   1.138E-07 
         ~42      SISMAY         Max   4.650E-08 
         ~42        TERM               5.244E-11 
         ~42       COMB1         Max   7.133E-11 
         ~42       COMB1         Min   7.133E-11 
         ~42       COMB2         Max   7.947E-11 
         ~42       COMB2         Min   7.947E-11 
         ~42       COMB3         Max   1.563E-10 
         ~42       COMB3         Min   1.563E-10 
         ~42       COMB4         Max   2.401E-10 
         ~42       COMB4         Min   2.401E-10 
         ~42       COMB5         Max   1.645E-10 
         ~42       COMB5         Min   1.645E-10 
         ~42       COMB6         Max   2.482E-10 
         ~42       COMB6         Min   2.482E-10 
         ~42       COMB7         Max  -3.354E-11 
         ~42       COMB7         Min  -3.354E-11 
         ~42       COMB8         Max  -2.540E-11 
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         ~42       COMB8         Min  -2.540E-11 
         ~42       COMB9         Max   5.145E-11 
         ~42       COMB9         Min   5.145E-11 
         ~42      COMB10         Max   1.352E-10 
         ~42      COMB10         Min   1.352E-10 
         ~42      COMB11         Max   5.959E-11 
         ~42      COMB11         Min   5.959E-11 
         ~42      COMB12         Max   1.434E-10 
         ~42      COMB12         Min   1.434E-10 
         ~42      COMB13         Max   1.139E-07 
         ~42      COMB13         Min  -1.138E-07 
         ~42      COMB14         Max   4.653E-08 
         ~42      COMB14         Min  -4.647E-08 
         ~42         INV         Max   1.139E-07 
         ~42         INV         Min  -1.138E-07 
         ~43          PP              -1.856E-14 
         ~43        PERM              -3.149E-14 
         ~43        NEVE              -2.154E-14 
         ~43      VENTOX              -2.251E-13 
         ~43      VENTOY               1.802E-09 
         ~43      SISMAX         Max   9.219E-08 
         ~43      SISMAY         Max   6.892E-08 
         ~43        TERM              -1.389E-13 
         ~43       COMB1         Max  -1.889E-13 
         ~43       COMB1         Min  -1.889E-13 
         ~43       COMB2         Max  -2.105E-13 
         ~43       COMB2         Min  -2.105E-13 
         ~43       COMB3         Max  -4.140E-13 
         ~43       COMB3         Min  -4.140E-13 
         ~43       COMB4         Max   1.802E-09 
         ~43       COMB4         Min   1.802E-09 
         ~43       COMB5         Max  -4.355E-13 
         ~43       COMB5         Min  -4.355E-13 
         ~43       COMB6         Max   1.802E-09 
         ~43       COMB6         Min   1.802E-09 
         ~43       COMB7         Max   8.882E-14 
         ~43       COMB7         Min   8.882E-14 
         ~43       COMB8         Max   6.728E-14 
         ~43       COMB8         Min   6.728E-14 
         ~43       COMB9         Max  -1.363E-13 
         ~43       COMB9         Min  -1.363E-13 
         ~43      COMB10         Max   1.802E-09 
         ~43      COMB10         Min   1.802E-09 
         ~43      COMB11         Max  -1.578E-13 
         ~43      COMB11         Min  -1.578E-13 
         ~43      COMB12         Max   1.802E-09 
         ~43      COMB12         Min   1.802E-09 
         ~43      COMB13         Max   9.219E-08 
         ~43      COMB13         Min  -9.219E-08 
         ~43      COMB14         Max   6.892E-08 
         ~43      COMB14         Min  -6.892E-08 
         ~43         INV         Max   9.219E-08 
         ~43         INV         Min  -9.219E-08 
         ~44          PP              -1.463E-11 
         ~44        PERM              -2.483E-11 
         ~44        NEVE              -1.699E-11 
         ~44      VENTOX              -1.775E-10 
         ~44      VENTOY               1.296E-09 
         ~44      SISMAX         Max   2.024E-07 
         ~44      SISMAY         Max   1.253E-07 
         ~44        TERM              -1.095E-10 
         ~44       COMB1         Max  -1.490E-10 
         ~44       COMB1         Min  -1.490E-10 
         ~44       COMB2         Max  -1.659E-10 
         ~44       COMB2         Min  -1.659E-10 
         ~44       COMB3         Max  -3.264E-10 
         ~44       COMB3         Min  -3.264E-10 
         ~44       COMB4         Max   1.147E-09 
         ~44       COMB4         Min   1.147E-09 
         ~44       COMB5         Max  -3.434E-10 
         ~44       COMB5         Min  -3.434E-10 
         ~44       COMB6         Max   1.130E-09 
         ~44       COMB6         Min   1.130E-09 
         ~44       COMB7         Max   7.004E-11 
         ~44       COMB7         Min   7.004E-11 
         ~44       COMB8         Max   5.305E-11 
         ~44       COMB8         Min   5.305E-11 
         ~44       COMB9         Max  -1.074E-10 
         ~44       COMB9         Min  -1.074E-10 
         ~44      COMB10         Max   1.366E-09 
         ~44      COMB10         Min   1.366E-09 
         ~44      COMB11         Max  -1.244E-10 
         ~44      COMB11         Min  -1.244E-10 
         ~44      COMB12         Max   1.349E-09 
         ~44      COMB12         Min   1.349E-09 
         ~44      COMB13         Max   2.024E-07 
         ~44      COMB13         Min  -2.025E-07 
         ~44      COMB14         Max   1.252E-07 
         ~44      COMB14         Min  -1.253E-07 
         ~44         INV         Max   2.024E-07 
         ~44         INV         Min  -2.025E-07 
         ~45          PP              -1.513E-10 
         ~45        PERM              -3.620E-10 
         ~45        NEVE              -2.477E-10 
         ~45      VENTOX               2.869E-10 
         ~45      VENTOY               5.722E-09 
         ~45      SISMAX         Max   1.671E-07 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

661/ 799 

 
         ~45      SISMAY         Max   1.461E-07 
         ~45        TERM              -7.704E-12 
         ~45       COMB1         Max  -5.210E-10 
         ~45       COMB1         Min  -5.210E-10 
         ~45       COMB2         Max  -7.687E-10 
         ~45       COMB2         Min  -7.687E-10 
         ~45       COMB3         Max  -2.341E-10 
         ~45       COMB3         Min  -2.341E-10 
         ~45       COMB4         Max   5.201E-09 
         ~45       COMB4         Min   5.201E-09 
         ~45       COMB5         Max  -4.818E-10 
         ~45       COMB5         Min  -4.818E-10 
         ~45       COMB6         Max   4.953E-09 
         ~45       COMB6         Min   4.953E-09 
         ~45       COMB7         Max  -5.056E-10 
         ~45       COMB7         Min  -5.056E-10 
         ~45       COMB8         Max  -7.533E-10 
         ~45       COMB8         Min  -7.533E-10 
         ~45       COMB9         Max  -2.187E-10 
         ~45       COMB9         Min  -2.187E-10 
         ~45      COMB10         Max   5.216E-09 
         ~45      COMB10         Min   5.216E-09 
         ~45      COMB11         Max  -4.664E-10 
         ~45      COMB11         Min  -4.664E-10 
         ~45      COMB12         Max   4.969E-09 
         ~45      COMB12         Min   4.969E-09 
         ~45      COMB13         Max   1.664E-07 
         ~45      COMB13         Min  -1.679E-07 
         ~45      COMB14         Max   1.453E-07 
         ~45      COMB14         Min  -1.468E-07 
         ~45         INV         Max   1.664E-07 
         ~45         INV         Min  -1.679E-07 
         ~46          PP              -1.486E-10 
         ~46        PERM              -3.667E-10 
         ~46        NEVE              -2.509E-10 
         ~46      VENTOX               5.047E-10 
         ~46      VENTOY               6.615E-09 
         ~46      SISMAX         Max   1.079E-07 
         ~46      SISMAY         Max   6.769E-08 
         ~46        TERM               1.105E-10 
         ~46       COMB1         Max  -4.048E-10 
         ~46       COMB1         Min  -4.048E-10 
         ~46       COMB2         Max  -6.556E-10 
         ~46       COMB2         Min  -6.556E-10 
         ~46       COMB3         Max   9.995E-11 
         ~46       COMB3         Min   9.995E-11 
         ~46       COMB4         Max   6.210E-09 
         ~46       COMB4         Min   6.210E-09 
         ~46       COMB5         Max  -1.509E-10 
         ~46       COMB5         Min  -1.509E-10 
         ~46       COMB6         Max   5.960E-09 
         ~46       COMB6         Min   5.960E-09 
         ~46       COMB7         Max  -6.258E-10 
         ~46       COMB7         Min  -6.258E-10 
         ~46       COMB8         Max  -8.767E-10 
         ~46       COMB8         Min  -8.767E-10 
         ~46       COMB9         Max  -1.211E-10 
         ~46       COMB9         Min  -1.211E-10 
         ~46      COMB10         Max   5.989E-09 
         ~46      COMB10         Min   5.989E-09 
         ~46      COMB11         Max  -3.720E-10 
         ~46      COMB11         Min  -3.720E-10 
         ~46      COMB12         Max   5.739E-09 
         ~46      COMB12         Min   5.739E-09 
         ~46      COMB13         Max   1.071E-07 
         ~46      COMB13         Min  -1.087E-07 
         ~46      COMB14         Max   6.693E-08 
         ~46      COMB14         Min  -6.846E-08 
         ~46         INV         Max   1.071E-07 
         ~46         INV         Min  -1.087E-07 
         ~47          PP               7.401E-12 
         ~47        PERM               1.286E-11 
         ~47        NEVE               8.799E-12 
         ~47      VENTOX               8.365E-11 
         ~47      VENTOY               1.560E-10 
         ~47      SISMAX         Max   7.268E-08 
         ~47      SISMAY         Max   7.113E-08 
         ~47        TERM               5.214E-11 
         ~47       COMB1         Max   7.240E-11 
         ~47       COMB1         Min   7.240E-11 
         ~47       COMB2         Max   8.120E-11 
         ~47       COMB2         Min   8.120E-11 
         ~47       COMB3         Max   1.561E-10 
         ~47       COMB3         Min   1.561E-10 
         ~47       COMB4         Max   2.284E-10 
         ~47       COMB4         Min   2.284E-10 
         ~47       COMB5         Max   1.649E-10 
         ~47       COMB5         Min   1.649E-10 
         ~47       COMB6         Max   2.372E-10 
         ~47       COMB6         Min   2.372E-10 
         ~47       COMB7         Max  -3.188E-11 
         ~47       COMB7         Min  -3.188E-11 
         ~47       COMB8         Max  -2.308E-11 
         ~47       COMB8         Min  -2.308E-11 
         ~47       COMB9         Max   5.177E-11 
         ~47       COMB9         Min   5.177E-11 
         ~47      COMB10         Max   1.241E-10 
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         ~47      COMB10         Min   1.241E-10 
         ~47      COMB11         Max   6.057E-11 
         ~47      COMB11         Min   6.057E-11 
         ~47      COMB12         Max   1.329E-10 
         ~47      COMB12         Min   1.329E-10 
         ~47      COMB13         Max   7.271E-08 
         ~47      COMB13         Min  -7.265E-08 
         ~47      COMB14         Max   7.116E-08 
         ~47      COMB14         Min  -7.110E-08 
         ~47         INV         Max   7.271E-08 
         ~47         INV         Min  -7.265E-08 
         ~48          PP               3.168E-10 
         ~48        PERM               7.765E-10 
         ~48        NEVE               5.313E-10 
         ~48      VENTOX              -9.762E-10 
         ~48      VENTOY              -1.366E-08 
         ~48      SISMAX         Max   1.996E-07 
         ~48      SISMAY         Max   1.494E-07 
         ~48        TERM              -1.829E-10 
         ~48       COMB1         Max   9.104E-10 
         ~48       COMB1         Min   9.104E-10 
         ~48       COMB2         Max   1.442E-09 
         ~48       COMB2         Min   1.442E-09 
         ~48       COMB3         Max  -6.580E-11 
         ~48       COMB3         Min  -6.580E-11 
         ~48       COMB4         Max  -1.275E-08 
         ~48       COMB4         Min  -1.275E-08 
         ~48       COMB5         Max   4.655E-10 
         ~48       COMB5         Min   4.655E-10 
         ~48       COMB6         Max  -1.221E-08 
         ~48       COMB6         Min  -1.221E-08 
         ~48       COMB7         Max   1.276E-09 
         ~48       COMB7         Min   1.276E-09 
         ~48       COMB8         Max   1.808E-09 
         ~48       COMB8         Min   1.808E-09 
         ~48       COMB9         Max   3.000E-10 
         ~48       COMB9         Min   3.000E-10 
         ~48      COMB10         Max  -1.238E-08 
         ~48      COMB10         Min  -1.238E-08 
         ~48      COMB11         Max   8.313E-10 
         ~48      COMB11         Min   8.313E-10 
         ~48      COMB12         Max  -1.185E-08 
         ~48      COMB12         Min  -1.185E-08 
         ~48      COMB13         Max   2.012E-07 
         ~48      COMB13         Min  -1.980E-07 
         ~48      COMB14         Max   1.511E-07 
         ~48      COMB14         Min  -1.478E-07 
         ~48         INV         Max   2.012E-07 
         ~48         INV         Min  -1.980E-07 
         ~49          PP              -2.054E-12 
         ~49        PERM               3.096E-11 
         ~49        NEVE               2.118E-11 
         ~49      VENTOX              -9.898E-13 
         ~49      VENTOY              -7.442E-09 
         ~49      SISMAX         Max   3.475E-08 
         ~49      SISMAY         Max   2.009E-07 
         ~49        TERM               4.709E-13 
         ~49       COMB1         Max   2.938E-11 
         ~49       COMB1         Min   2.938E-11 
         ~49       COMB2         Max   5.056E-11 
         ~49       COMB2         Min   5.056E-11 
         ~49       COMB3         Max   2.839E-11 
         ~49       COMB3         Min   2.839E-11 
         ~49       COMB4         Max  -7.413E-09 
         ~49       COMB4         Min  -7.413E-09 
         ~49       COMB5         Max   4.957E-11 
         ~49       COMB5         Min   4.957E-11 
         ~49       COMB6         Max  -7.392E-09 
         ~49       COMB6         Min  -7.392E-09 
         ~49       COMB7         Max   2.843E-11 
         ~49       COMB7         Min   2.843E-11 
         ~49       COMB8         Max   4.962E-11 
         ~49       COMB8         Min   4.962E-11 
         ~49       COMB9         Max   2.745E-11 
         ~49       COMB9         Min   2.745E-11 
         ~49      COMB10         Max  -7.414E-09 
         ~49      COMB10         Min  -7.414E-09 
         ~49      COMB11         Max   4.863E-11 
         ~49      COMB11         Min   4.863E-11 
         ~49      COMB12         Max  -7.393E-09 
         ~49      COMB12         Min  -7.393E-09 
         ~49      COMB13         Max   3.480E-08 
         ~49      COMB13         Min  -3.470E-08 
         ~49      COMB14         Max   2.009E-07 
         ~49      COMB14         Min  -2.008E-07 
         ~49         INV         Max   2.009E-07 
         ~49         INV         Min  -2.008E-07 
         ~50          PP               1.861E-13 
         ~50        PERM               1.920E-12 
         ~50        NEVE               1.314E-12 
         ~50      VENTOX              -1.698E-12 
         ~50      VENTOY              -7.676E-10 
         ~50      SISMAX         Max   1.605E-08 
         ~50      SISMAY         Max   1.098E-07 
         ~50        TERM              -2.480E-14 
         ~50       COMB1         Max   2.082E-12 
         ~50       COMB1         Min   2.082E-12 
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         ~50       COMB2         Max   3.395E-12 
         ~50       COMB2         Min   3.395E-12 
         ~50       COMB3         Max   3.838E-13 
         ~50       COMB3         Min   3.838E-13 
         ~50       COMB4         Max  -7.655E-10 
         ~50       COMB4         Min  -7.655E-10 
         ~50       COMB5         Max   1.698E-12 
         ~50       COMB5         Min   1.698E-12 
         ~50       COMB6         Max  -7.642E-10 
         ~50       COMB6         Min  -7.642E-10 
         ~50       COMB7         Max   2.131E-12 
         ~50       COMB7         Min   2.131E-12 
         ~50       COMB8         Max   3.445E-12 
         ~50       COMB8         Min   3.445E-12 
         ~50       COMB9         Max   4.334E-13 
         ~50       COMB9         Min   4.334E-13 
         ~50      COMB10         Max  -7.654E-10 
         ~50      COMB10         Min  -7.654E-10 
         ~50      COMB11         Max   1.747E-12 
         ~50      COMB11         Min   1.747E-12 
         ~50      COMB12         Max  -7.641E-10 
         ~50      COMB12         Min  -7.641E-10 
         ~50      COMB13         Max   1.605E-08 
         ~50      COMB13         Min  -1.605E-08 
         ~50      COMB14         Max   1.098E-07 
         ~50      COMB14         Min  -1.098E-07 
         ~50         INV         Max   1.098E-07 
         ~50         INV         Min  -1.098E-07 
         ~51          PP               1.067E-12 
         ~51        PERM              -1.400E-11 
         ~51        NEVE              -9.580E-12 
         ~51      VENTOX              -2.696E-13 
         ~51      VENTOY               3.232E-09 
         ~51      SISMAX         Max   1.559E-08 
         ~51      SISMAY         Max   1.110E-07 
         ~51        TERM              -2.367E-13 
         ~51       COMB1         Max  -1.317E-11 
         ~51       COMB1         Min  -1.317E-11 
         ~51       COMB2         Max  -2.275E-11 
         ~51       COMB2         Min  -2.275E-11 
         ~51       COMB3         Max  -1.344E-11 
         ~51       COMB3         Min  -1.344E-11 
         ~51       COMB4         Max   3.218E-09 
         ~51       COMB4         Min   3.218E-09 
         ~51       COMB5         Max  -2.302E-11 
         ~51       COMB5         Min  -2.302E-11 
         ~51       COMB6         Max   3.209E-09 
         ~51       COMB6         Min   3.209E-09 
         ~51       COMB7         Max  -1.270E-11 
         ~51       COMB7         Min  -1.270E-11 
         ~51       COMB8         Max  -2.228E-11 
         ~51       COMB8         Min  -2.228E-11 
         ~51       COMB9         Max  -1.297E-11 
         ~51       COMB9         Min  -1.297E-11 
         ~51      COMB10         Max   3.219E-09 
         ~51      COMB10         Min   3.219E-09 
         ~51      COMB11         Max  -2.255E-11 
         ~51      COMB11         Min  -2.255E-11 
         ~51      COMB12         Max   3.209E-09 
         ~51      COMB12         Min   3.209E-09 
         ~51      COMB13         Max   1.557E-08 
         ~51      COMB13         Min  -1.562E-08 
         ~51      COMB14         Max   1.110E-07 
         ~51      COMB14         Min  -1.110E-07 
         ~51         INV         Max   1.110E-07 
         ~51         INV         Min  -1.110E-07 
         ~52          PP               5.868E-13 
         ~52        PERM              -1.681E-11 
         ~52        NEVE              -1.150E-11 
         ~52      VENTOX               3.295E-12 
         ~52      VENTOY               4.555E-09 
         ~52      SISMAX         Max   3.565E-08 
         ~52      SISMAY         Max   1.985E-07 
         ~52        TERM              -1.646E-13 
         ~52       COMB1         Max  -1.638E-11 
         ~52       COMB1         Min  -1.638E-11 
         ~52       COMB2         Max  -2.788E-11 
         ~52       COMB2         Min  -2.788E-11 
         ~52       COMB3         Max  -1.309E-11 
         ~52       COMB3         Min  -1.309E-11 
         ~52       COMB4         Max   4.539E-09 
         ~52       COMB4         Min   4.539E-09 
         ~52       COMB5         Max  -2.459E-11 
         ~52       COMB5         Min  -2.459E-11 
         ~52       COMB6         Max   4.527E-09 
         ~52       COMB6         Min   4.527E-09 
         ~52       COMB7         Max  -1.605E-11 
         ~52       COMB7         Min  -1.605E-11 
         ~52       COMB8         Max  -2.755E-11 
         ~52       COMB8         Min  -2.755E-11 
         ~52       COMB9         Max  -1.276E-11 
         ~52       COMB9         Min  -1.276E-11 
         ~52      COMB10         Max   4.539E-09 
         ~52      COMB10         Min   4.539E-09 
         ~52      COMB11         Max  -2.426E-11 
         ~52      COMB11         Min  -2.426E-11 
         ~52      COMB12         Max   4.528E-09 
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         ~52      COMB12         Min   4.528E-09 
         ~52      COMB13         Max   3.562E-08 
         ~52      COMB13         Min  -3.568E-08 
         ~52      COMB14         Max   1.985E-07 
         ~52      COMB14         Min  -1.986E-07 
         ~52         INV         Max   1.985E-07 
         ~52         INV         Min  -1.986E-07 
         ~53          PP              -5.103E-12 
         ~53        PERM              -2.802E-12 
         ~53        NEVE              -1.917E-12 
         ~53      VENTOX               7.672E-12 
         ~53      VENTOY               8.450E-09 
         ~53      SISMAX         Max   4.188E-08 
         ~53      SISMAY         Max   2.042E-07 
         ~53        TERM              -3.901E-12 
         ~53       COMB1         Max  -1.181E-11 
         ~53       COMB1         Min  -1.181E-11 
         ~53       COMB2         Max  -1.372E-11 
         ~53       COMB2         Min  -1.372E-11 
         ~53       COMB3         Max  -4.134E-12 
         ~53       COMB3         Min  -4.134E-12 
         ~53       COMB4         Max   8.438E-09 
         ~53       COMB4         Min   8.438E-09 
         ~53       COMB5         Max  -6.051E-12 
         ~53       COMB5         Min  -6.051E-12 
         ~53       COMB6         Max   8.436E-09 
         ~53       COMB6         Min   8.436E-09 
         ~53       COMB7         Max  -4.003E-12 
         ~53       COMB7         Min  -4.003E-12 
         ~53       COMB8         Max  -5.921E-12 
         ~53       COMB8         Min  -5.921E-12 
         ~53       COMB9         Max   3.669E-12 
         ~53       COMB9         Min   3.669E-12 
         ~53      COMB10         Max   8.446E-09 
         ~53      COMB10         Min   8.446E-09 
         ~53      COMB11         Max   1.752E-12 
         ~53      COMB11         Min   1.752E-12 
         ~53      COMB12         Max   8.444E-09 
         ~53      COMB12         Min   8.444E-09 
         ~53      COMB13         Max   4.187E-08 
         ~53      COMB13         Min  -4.189E-08 
         ~53      COMB14         Max   2.042E-07 
         ~53      COMB14         Min  -2.042E-07 
         ~53         INV         Max   2.042E-07 
         ~53         INV         Min  -2.042E-07 
         ~54          PP              -5.120E-12 
         ~54        PERM               1.224E-12 
         ~54        NEVE               8.378E-13 
         ~54      VENTOX               4.490E-12 
         ~54      VENTOY               7.466E-09 
         ~54      SISMAX         Max   1.936E-08 
         ~54      SISMAY         Max   1.132E-07 
         ~54        TERM              -4.300E-12 
         ~54       COMB1         Max  -8.195E-12 
         ~54       COMB1         Min  -8.195E-12 
         ~54       COMB2         Max  -7.357E-12 
         ~54       COMB2         Min  -7.357E-12 
         ~54       COMB3         Max  -3.705E-12 
         ~54       COMB3         Min  -3.705E-12 
         ~54       COMB4         Max   7.458E-09 
         ~54       COMB4         Min   7.458E-09 
         ~54       COMB5         Max  -2.867E-12 
         ~54       COMB5         Min  -2.867E-12 
         ~54       COMB6         Max   7.459E-09 
         ~54       COMB6         Min   7.459E-09 
         ~54       COMB7         Max   4.041E-13 
         ~54       COMB7         Min   4.041E-13 
         ~54       COMB8         Max   1.242E-12 
         ~54       COMB8         Min   1.242E-12 
         ~54       COMB9         Max   4.894E-12 
         ~54       COMB9         Min   4.894E-12 
         ~54      COMB10         Max   7.466E-09 
         ~54      COMB10         Min   7.466E-09 
         ~54      COMB11         Max   5.732E-12 
         ~54      COMB11         Min   5.732E-12 
         ~54      COMB12         Max   7.467E-09 
         ~54      COMB12         Min   7.467E-09 
         ~54      COMB13         Max   1.936E-08 
         ~54      COMB13         Min  -1.937E-08 
         ~54      COMB14         Max   1.132E-07 
         ~54      COMB14         Min  -1.132E-07 
         ~54         INV         Max   1.132E-07 
         ~54         INV         Min  -1.132E-07 
         ~55          PP               2.025E-13 
         ~55        PERM               1.880E-12 
         ~55        NEVE               1.286E-12 
         ~55      VENTOX              -1.710E-12 
         ~55      VENTOY              -7.788E-10 
         ~55      SISMAX         Max   1.900E-08 
         ~55      SISMAY         Max   1.099E-07 
         ~55        TERM              -1.404E-14 
         ~55       COMB1         Max   2.068E-12 
         ~55       COMB1         Min   2.068E-12 
         ~55       COMB2         Max   3.355E-12 
         ~55       COMB2         Min   3.355E-12 
         ~55       COMB3         Max   3.580E-13 
         ~55       COMB3         Min   3.580E-13 
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         ~55       COMB4         Max  -7.767E-10 
         ~55       COMB4         Min  -7.767E-10 
         ~55       COMB5         Max   1.644E-12 
         ~55       COMB5         Min   1.644E-12 
         ~55       COMB6         Max  -7.754E-10 
         ~55       COMB6         Min  -7.754E-10 
         ~55       COMB7         Max   2.096E-12 
         ~55       COMB7         Min   2.096E-12 
         ~55       COMB8         Max   3.383E-12 
         ~55       COMB8         Min   3.383E-12 
         ~55       COMB9         Max   3.861E-13 
         ~55       COMB9         Min   3.861E-13 
         ~55      COMB10         Max  -7.767E-10 
         ~55      COMB10         Min  -7.767E-10 
         ~55      COMB11         Max   1.672E-12 
         ~55      COMB11         Min   1.672E-12 
         ~55      COMB12         Max  -7.754E-10 
         ~55      COMB12         Min  -7.754E-10 
         ~55      COMB13         Max   1.900E-08 
         ~55      COMB13         Min  -1.899E-08 
         ~55      COMB14         Max   1.099E-07 
         ~55      COMB14         Min  -1.099E-07 
         ~55         INV         Max   1.099E-07 
         ~55         INV         Min  -1.099E-07 
         ~56          PP               1.086E-11 
         ~56        PERM              -8.353E-13 
         ~56        NEVE              -5.715E-13 
         ~56      VENTOX              -1.093E-11 
         ~56      VENTOY              -1.628E-08 
         ~56      SISMAX         Max   4.282E-08 
         ~56      SISMAY         Max   2.091E-07 
         ~56        TERM               8.955E-12 
         ~56       COMB1         Max   1.898E-11 
         ~56       COMB1         Min   1.898E-11 
         ~56       COMB2         Max   1.841E-11 
         ~56       COMB2         Min   1.841E-11 
         ~56       COMB3         Max   8.056E-12 
         ~56       COMB3         Min   8.056E-12 
         ~56       COMB4         Max  -1.627E-08 
         ~56       COMB4         Min  -1.627E-08 
         ~56       COMB5         Max   7.484E-12 
         ~56       COMB5         Min   7.484E-12 
         ~56       COMB6         Max  -1.627E-08 
         ~56       COMB6         Min  -1.627E-08 
         ~56       COMB7         Max   1.074E-12 
         ~56       COMB7         Min   1.074E-12 
         ~56       COMB8         Max   5.022E-13 
         ~56       COMB8         Min   5.022E-13 
         ~56       COMB9         Max  -9.855E-12 
         ~56       COMB9         Min  -9.855E-12 
         ~56      COMB10         Max  -1.628E-08 
         ~56      COMB10         Min  -1.628E-08 
         ~56      COMB11         Max  -1.043E-11 
         ~56      COMB11         Min  -1.043E-11 
         ~56      COMB12         Max  -1.628E-08 
         ~56      COMB12         Min  -1.628E-08 
         ~56      COMB13         Max   4.283E-08 
         ~56      COMB13         Min  -4.281E-08 
         ~56      COMB14         Max   2.091E-07 
         ~56      COMB14         Min  -2.091E-07 
         ~56         INV         Max   2.091E-07 
         ~56         INV         Min  -2.091E-07 
         ~57          PP               2.054E-12 
         ~57        PERM              -3.096E-11 
         ~57        NEVE              -2.118E-11 
         ~57      VENTOX               9.898E-13 
         ~57      VENTOY              -7.414E-09 
         ~57      SISMAX         Max   3.475E-08 
         ~57      SISMAY         Max   2.009E-07 
         ~57        TERM              -4.709E-13 
         ~57       COMB1         Max  -2.938E-11 
         ~57       COMB1         Min  -2.938E-11 
         ~57       COMB2         Max  -5.056E-11 
         ~57       COMB2         Min  -5.056E-11 
         ~57       COMB3         Max  -2.839E-11 
         ~57       COMB3         Min  -2.839E-11 
         ~57       COMB4         Max  -7.443E-09 
         ~57       COMB4         Min  -7.443E-09 
         ~57       COMB5         Max  -4.957E-11 
         ~57       COMB5         Min  -4.957E-11 
         ~57       COMB6         Max  -7.465E-09 
         ~57       COMB6         Min  -7.465E-09 
         ~57       COMB7         Max  -2.843E-11 
         ~57       COMB7         Min  -2.843E-11 
         ~57       COMB8         Max  -4.962E-11 
         ~57       COMB8         Min  -4.962E-11 
         ~57       COMB9         Max  -2.745E-11 
         ~57       COMB9         Min  -2.745E-11 
         ~57      COMB10         Max  -7.443E-09 
         ~57      COMB10         Min  -7.443E-09 
         ~57      COMB11         Max  -4.863E-11 
         ~57      COMB11         Min  -4.863E-11 
         ~57      COMB12         Max  -7.464E-09 
         ~57      COMB12         Min  -7.464E-09 
         ~57      COMB13         Max   3.470E-08 
         ~57      COMB13         Min  -3.480E-08 
         ~57      COMB14         Max   2.008E-07 
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         ~57      COMB14         Min  -2.009E-07 
         ~57         INV         Max   2.008E-07 
         ~57         INV         Min  -2.009E-07 
         ~58          PP              -1.861E-13 
         ~58        PERM              -1.920E-12 
         ~58        NEVE              -1.314E-12 
         ~58      VENTOX               1.698E-12 
         ~58      VENTOY              -7.676E-10 
         ~58      SISMAX         Max   1.605E-08 
         ~58      SISMAY         Max   1.098E-07 
         ~58        TERM               2.480E-14 
         ~58       COMB1         Max  -2.082E-12 
         ~58       COMB1         Min  -2.082E-12 
         ~58       COMB2         Max  -3.395E-12 
         ~58       COMB2         Min  -3.395E-12 
         ~58       COMB3         Max  -3.838E-13 
         ~58       COMB3         Min  -3.838E-13 
         ~58       COMB4         Max  -7.697E-10 
         ~58       COMB4         Min  -7.697E-10 
         ~58       COMB5         Max  -1.698E-12 
         ~58       COMB5         Min  -1.698E-12 
         ~58       COMB6         Max  -7.710E-10 
         ~58       COMB6         Min  -7.710E-10 
         ~58       COMB7         Max  -2.131E-12 
         ~58       COMB7         Min  -2.131E-12 
         ~58       COMB8         Max  -3.445E-12 
         ~58       COMB8         Min  -3.445E-12 
         ~58       COMB9         Max  -4.334E-13 
         ~58       COMB9         Min  -4.334E-13 
         ~58      COMB10         Max  -7.697E-10 
         ~58      COMB10         Min  -7.697E-10 
         ~58      COMB11         Max  -1.747E-12 
         ~58      COMB11         Min  -1.747E-12 
         ~58      COMB12         Max  -7.710E-10 
         ~58      COMB12         Min  -7.710E-10 
         ~58      COMB13         Max   1.605E-08 
         ~58      COMB13         Min  -1.605E-08 
         ~58      COMB14         Max   1.098E-07 
         ~58      COMB14         Min  -1.098E-07 
         ~58         INV         Max   1.098E-07 
         ~58         INV         Min  -1.098E-07 
         ~59          PP              -1.067E-12 
         ~59        PERM               1.400E-11 
         ~59        NEVE               9.580E-12 
         ~59      VENTOX               2.696E-13 
         ~59      VENTOY               3.218E-09 
         ~59      SISMAX         Max   1.559E-08 
         ~59      SISMAY         Max   1.110E-07 
         ~59        TERM               2.367E-13 
         ~59       COMB1         Max   1.317E-11 
         ~59       COMB1         Min   1.317E-11 
         ~59       COMB2         Max   2.275E-11 
         ~59       COMB2         Min   2.275E-11 
         ~59       COMB3         Max   1.344E-11 
         ~59       COMB3         Min   1.344E-11 
         ~59       COMB4         Max   3.231E-09 
         ~59       COMB4         Min   3.231E-09 
         ~59       COMB5         Max   2.302E-11 
         ~59       COMB5         Min   2.302E-11 
         ~59       COMB6         Max   3.241E-09 
         ~59       COMB6         Min   3.241E-09 
         ~59       COMB7         Max   1.270E-11 
         ~59       COMB7         Min   1.270E-11 
         ~59       COMB8         Max   2.228E-11 
         ~59       COMB8         Min   2.228E-11 
         ~59       COMB9         Max   1.297E-11 
         ~59       COMB9         Min   1.297E-11 
         ~59      COMB10         Max   3.231E-09 
         ~59      COMB10         Min   3.231E-09 
         ~59      COMB11         Max   2.255E-11 
         ~59      COMB11         Min   2.255E-11 
         ~59      COMB12         Max   3.240E-09 
         ~59      COMB12         Min   3.240E-09 
         ~59      COMB13         Max   1.562E-08 
         ~59      COMB13         Min  -1.557E-08 
         ~59      COMB14         Max   1.110E-07 
         ~59      COMB14         Min  -1.110E-07 
         ~59         INV         Max   1.110E-07 
         ~59         INV         Min  -1.110E-07 
         ~60          PP              -5.868E-13 
         ~60        PERM               1.681E-11 
         ~60        NEVE               1.150E-11 
         ~60      VENTOX              -3.295E-12 
         ~60      VENTOY               4.543E-09 
         ~60      SISMAX         Max   3.565E-08 
         ~60      SISMAY         Max   1.985E-07 
         ~60        TERM               1.646E-13 
         ~60       COMB1         Max   1.638E-11 
         ~60       COMB1         Min   1.638E-11 
         ~60       COMB2         Max   2.788E-11 
         ~60       COMB2         Min   2.788E-11 
         ~60       COMB3         Max   1.309E-11 
         ~60       COMB3         Min   1.309E-11 
         ~60       COMB4         Max   4.559E-09 
         ~60       COMB4         Min   4.559E-09 
         ~60       COMB5         Max   2.459E-11 
         ~60       COMB5         Min   2.459E-11 
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         ~60       COMB6         Max   4.571E-09 
         ~60       COMB6         Min   4.571E-09 
         ~60       COMB7         Max   1.605E-11 
         ~60       COMB7         Min   1.605E-11 
         ~60       COMB8         Max   2.755E-11 
         ~60       COMB8         Min   2.755E-11 
         ~60       COMB9         Max   1.276E-11 
         ~60       COMB9         Min   1.276E-11 
         ~60      COMB10         Max   4.559E-09 
         ~60      COMB10         Min   4.559E-09 
         ~60      COMB11         Max   2.426E-11 
         ~60      COMB11         Min   2.426E-11 
         ~60      COMB12         Max   4.571E-09 
         ~60      COMB12         Min   4.571E-09 
         ~60      COMB13         Max   3.568E-08 
         ~60      COMB13         Min  -3.562E-08 
         ~60      COMB14         Max   1.986E-07 
         ~60      COMB14         Min  -1.985E-07 
         ~60         INV         Max   1.986E-07 
         ~60         INV         Min  -1.985E-07 
         ~61          PP               5.103E-12 
         ~61        PERM               2.802E-12 
         ~61        NEVE               1.917E-12 
         ~61      VENTOX              -7.672E-12 
         ~61      VENTOY               8.459E-09 
         ~61      SISMAX         Max   4.188E-08 
         ~61      SISMAY         Max   2.042E-07 
         ~61        TERM               3.901E-12 
         ~61       COMB1         Max   1.181E-11 
         ~61       COMB1         Min   1.181E-11 
         ~61       COMB2         Max   1.372E-11 
         ~61       COMB2         Min   1.372E-11 
         ~61       COMB3         Max   4.134E-12 
         ~61       COMB3         Min   4.134E-12 
         ~61       COMB4         Max   8.471E-09 
         ~61       COMB4         Min   8.471E-09 
         ~61       COMB5         Max   6.051E-12 
         ~61       COMB5         Min   6.051E-12 
         ~61       COMB6         Max   8.473E-09 
         ~61       COMB6         Min   8.473E-09 
         ~61       COMB7         Max   4.003E-12 
         ~61       COMB7         Min   4.003E-12 
         ~61       COMB8         Max   5.921E-12 
         ~61       COMB8         Min   5.921E-12 
         ~61       COMB9         Max  -3.669E-12 
         ~61       COMB9         Min  -3.669E-12 
         ~61      COMB10         Max   8.463E-09 
         ~61      COMB10         Min   8.463E-09 
         ~61      COMB11         Max  -1.752E-12 
         ~61      COMB11         Min  -1.752E-12 
         ~61      COMB12         Max   8.465E-09 
         ~61      COMB12         Min   8.465E-09 
         ~61      COMB13         Max   4.189E-08 
         ~61      COMB13         Min  -4.187E-08 
         ~61      COMB14         Max   2.042E-07 
         ~61      COMB14         Min  -2.042E-07 
         ~61         INV         Max   2.042E-07 
         ~61         INV         Min  -2.042E-07 
         ~62          PP               5.120E-12 
         ~62        PERM              -1.224E-12 
         ~62        NEVE              -8.378E-13 
         ~62      VENTOX              -4.490E-12 
         ~62      VENTOY               7.476E-09 
         ~62      SISMAX         Max   1.936E-08 
         ~62      SISMAY         Max   1.132E-07 
         ~62        TERM               4.300E-12 
         ~62       COMB1         Max   8.195E-12 
         ~62       COMB1         Min   8.195E-12 
         ~62       COMB2         Max   7.357E-12 
         ~62       COMB2         Min   7.357E-12 
         ~62       COMB3         Max   3.705E-12 
         ~62       COMB3         Min   3.705E-12 
         ~62       COMB4         Max   7.485E-09 
         ~62       COMB4         Min   7.485E-09 
         ~62       COMB5         Max   2.867E-12 
         ~62       COMB5         Min   2.867E-12 
         ~62       COMB6         Max   7.484E-09 
         ~62       COMB6         Min   7.484E-09 
         ~62       COMB7         Max  -4.041E-13 
         ~62       COMB7         Min  -4.041E-13 
         ~62       COMB8         Max  -1.242E-12 
         ~62       COMB8         Min  -1.242E-12 
         ~62       COMB9         Max  -4.894E-12 
         ~62       COMB9         Min  -4.894E-12 
         ~62      COMB10         Max   7.476E-09 
         ~62      COMB10         Min   7.476E-09 
         ~62      COMB11         Max  -5.732E-12 
         ~62      COMB11         Min  -5.732E-12 
         ~62      COMB12         Max   7.475E-09 
         ~62      COMB12         Min   7.475E-09 
         ~62      COMB13         Max   1.936E-08 
         ~62      COMB13         Min  -1.936E-08 
         ~62      COMB14         Max   1.132E-07 
         ~62      COMB14         Min  -1.132E-07 
         ~62         INV         Max   1.132E-07 
         ~62         INV         Min  -1.132E-07 
         ~63          PP              -2.025E-13 
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         ~63        PERM              -1.880E-12 
         ~63        NEVE              -1.286E-12 
         ~63      VENTOX               1.710E-12 
         ~63      VENTOY              -7.788E-10 
         ~63      SISMAX         Max   1.900E-08 
         ~63      SISMAY         Max   1.099E-07 
         ~63        TERM               1.404E-14 
         ~63       COMB1         Max  -2.068E-12 
         ~63       COMB1         Min  -2.068E-12 
         ~63       COMB2         Max  -3.355E-12 
         ~63       COMB2         Min  -3.355E-12 
         ~63       COMB3         Max  -3.580E-13 
         ~63       COMB3         Min  -3.580E-13 
         ~63       COMB4         Max  -7.809E-10 
         ~63       COMB4         Min  -7.809E-10 
         ~63       COMB5         Max  -1.644E-12 
         ~63       COMB5         Min  -1.644E-12 
         ~63       COMB6         Max  -7.822E-10 
         ~63       COMB6         Min  -7.822E-10 
         ~63       COMB7         Max  -2.096E-12 
         ~63       COMB7         Min  -2.096E-12 
         ~63       COMB8         Max  -3.383E-12 
         ~63       COMB8         Min  -3.383E-12 
         ~63       COMB9         Max  -3.861E-13 
         ~63       COMB9         Min  -3.861E-13 
         ~63      COMB10         Max  -7.809E-10 
         ~63      COMB10         Min  -7.809E-10 
         ~63      COMB11         Max  -1.672E-12 
         ~63      COMB11         Min  -1.672E-12 
         ~63      COMB12         Max  -7.822E-10 
         ~63      COMB12         Min  -7.822E-10 
         ~63      COMB13         Max   1.899E-08 
         ~63      COMB13         Min  -1.900E-08 
         ~63      COMB14         Max   1.099E-07 
         ~63      COMB14         Min  -1.099E-07 
         ~63         INV         Max   1.099E-07 
         ~63         INV         Min  -1.099E-07 
         ~64          PP              -1.086E-11 
         ~64        PERM               8.353E-13 
         ~64        NEVE               5.715E-13 
         ~64      VENTOX               1.093E-11 
         ~64      VENTOY              -1.631E-08 
         ~64      SISMAX         Max   4.282E-08 
         ~64      SISMAY         Max   2.091E-07 
         ~64        TERM              -8.955E-12 
         ~64       COMB1         Max  -1.898E-11 
         ~64       COMB1         Min  -1.898E-11 
         ~64       COMB2         Max  -1.841E-11 
         ~64       COMB2         Min  -1.841E-11 
         ~64       COMB3         Max  -8.056E-12 
         ~64       COMB3         Min  -8.056E-12 
         ~64       COMB4         Max  -1.633E-08 
         ~64       COMB4         Min  -1.633E-08 
         ~64       COMB5         Max  -7.484E-12 
         ~64       COMB5         Min  -7.484E-12 
         ~64       COMB6         Max  -1.632E-08 
         ~64       COMB6         Min  -1.632E-08 
         ~64       COMB7         Max  -1.074E-12 
         ~64       COMB7         Min  -1.074E-12 
         ~64       COMB8         Max  -5.022E-13 
         ~64       COMB8         Min  -5.022E-13 
         ~64       COMB9         Max   9.855E-12 
         ~64       COMB9         Min   9.855E-12 
         ~64      COMB10         Max  -1.631E-08 
         ~64      COMB10         Min  -1.631E-08 
         ~64      COMB11         Max   1.043E-11 
         ~64      COMB11         Min   1.043E-11 
         ~64      COMB12         Max  -1.631E-08 
         ~64      COMB12         Min  -1.631E-08 
         ~64      COMB13         Max   4.281E-08 
         ~64      COMB13         Min  -4.283E-08 
         ~64      COMB14         Max   2.091E-07 
         ~64      COMB14         Min  -2.091E-07 
         ~64         INV         Max   2.091E-07 
         ~64         INV         Min  -2.091E-07 
         ~65          PP               5.438E-12 
         ~65        PERM              -2.439E-11 
         ~65        NEVE              -1.669E-11 
         ~65      VENTOX              -1.472E-11 
         ~65      VENTOY              -1.667E-08 
         ~65      SISMAX         Max   5.156E-08 
         ~65      SISMAY         Max   1.911E-07 
         ~65        TERM               1.921E-12 
         ~65       COMB1         Max  -1.703E-11 
         ~65       COMB1         Min  -1.703E-11 
         ~65       COMB2         Max  -3.372E-11 
         ~65       COMB2         Min  -3.372E-11 
         ~65       COMB3         Max  -3.175E-11 
         ~65       COMB3         Min  -3.175E-11 
         ~65       COMB4         Max  -1.668E-08 
         ~65       COMB4         Min  -1.668E-08 
         ~65       COMB5         Max  -4.844E-11 
         ~65       COMB5         Min  -4.844E-11 
         ~65       COMB6         Max  -1.670E-08 
         ~65       COMB6         Min  -1.670E-08 
         ~65       COMB7         Max  -2.087E-11 
         ~65       COMB7         Min  -2.087E-11 
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         ~65       COMB8         Max  -3.756E-11 
         ~65       COMB8         Min  -3.756E-11 
         ~65       COMB9         Max  -3.560E-11 
         ~65       COMB9         Min  -3.560E-11 
         ~65      COMB10         Max  -1.669E-08 
         ~65      COMB10         Min  -1.669E-08 
         ~65      COMB11         Max  -5.228E-11 
         ~65      COMB11         Min  -5.228E-11 
         ~65      COMB12         Max  -1.670E-08 
         ~65      COMB12         Min  -1.670E-08 
         ~65      COMB13         Max   5.152E-08 
         ~65      COMB13         Min  -5.159E-08 
         ~65      COMB14         Max   1.910E-07 
         ~65      COMB14         Min  -1.911E-07 
         ~65         INV         Max   1.910E-07 
         ~65         INV         Min  -1.911E-07 
         ~66          PP              -5.698E-12 
         ~66        PERM              -2.373E-11 
         ~66        NEVE              -1.624E-11 
         ~66      VENTOX              -5.833E-12 
         ~66      VENTOY              -1.194E-09 
         ~66      SISMAX         Max   2.408E-08 
         ~66      SISMAY         Max   1.044E-07 
         ~66        TERM              -7.663E-12 
         ~66       COMB1         Max  -3.709E-11 
         ~66       COMB1         Min  -3.709E-11 
         ~66       COMB2         Max  -5.333E-11 
         ~66       COMB2         Min  -5.333E-11 
         ~66       COMB3         Max  -4.293E-11 
         ~66       COMB3         Min  -4.293E-11 
         ~66       COMB4         Max  -1.232E-09 
         ~66       COMB4         Min  -1.232E-09 
         ~66       COMB5         Max  -5.916E-11 
         ~66       COMB5         Min  -5.916E-11 
         ~66       COMB6         Max  -1.248E-09 
         ~66       COMB6         Min  -1.248E-09 
         ~66       COMB7         Max  -2.177E-11 
         ~66       COMB7         Min  -2.177E-11 
         ~66       COMB8         Max  -3.801E-11 
         ~66       COMB8         Min  -3.801E-11 
         ~66       COMB9         Max  -2.760E-11 
         ~66       COMB9         Min  -2.760E-11 
         ~66      COMB10         Max  -1.216E-09 
         ~66      COMB10         Min  -1.216E-09 
         ~66      COMB11         Max  -4.384E-11 
         ~66      COMB11         Min  -4.384E-11 
         ~66      COMB12         Max  -1.232E-09 
         ~66      COMB12         Min  -1.232E-09 
         ~66      COMB13         Max   2.404E-08 
         ~66      COMB13         Min  -2.413E-08 
         ~66      COMB14         Max   1.044E-07 
         ~66      COMB14         Min  -1.045E-07 
         ~66         INV         Max   1.044E-07 
         ~66         INV         Min  -1.045E-07 
         ~67          PP              -5.104E-12 
         ~67        PERM               1.292E-12 
         ~67        NEVE               8.842E-13 
         ~67      VENTOX               4.501E-12 
         ~67      VENTOY               7.467E-09 
         ~67      SISMAX         Max   2.354E-08 
         ~67      SISMAY         Max   1.064E-07 
         ~67        TERM              -4.279E-12 
         ~67       COMB1         Max  -8.092E-12 
         ~67       COMB1         Min  -8.092E-12 
         ~67       COMB2         Max  -7.207E-12 
         ~67       COMB2         Min  -7.207E-12 
         ~67       COMB3         Max  -3.591E-12 
         ~67       COMB3         Min  -3.591E-12 
         ~67       COMB4         Max   7.459E-09 
         ~67       COMB4         Min   7.459E-09 
         ~67       COMB5         Max  -2.706E-12 
         ~67       COMB5         Min  -2.706E-12 
         ~67       COMB6         Max   7.460E-09 
         ~67       COMB6         Min   7.460E-09 
         ~67       COMB7         Max   4.673E-13 
         ~67       COMB7         Min   4.673E-13 
         ~67       COMB8         Max   1.351E-12 
         ~67       COMB8         Min   1.351E-12 
         ~67       COMB9         Max   4.968E-12 
         ~67       COMB9         Min   4.968E-12 
         ~67      COMB10         Max   7.468E-09 
         ~67      COMB10         Min   7.468E-09 
         ~67      COMB11         Max   5.852E-12 
         ~67      COMB11         Min   5.852E-12 
         ~67      COMB12         Max   7.468E-09 
         ~67      COMB12         Min   7.468E-09 
         ~67      COMB13         Max   2.353E-08 
         ~67      COMB13         Min  -2.354E-08 
         ~67      COMB14         Max   1.064E-07 
         ~67      COMB14         Min  -1.064E-07 
         ~67         INV         Max   1.064E-07 
         ~67         INV         Min  -1.064E-07 
         ~68          PP               7.219E-12 
         ~68        PERM               5.068E-11 
         ~68        NEVE               3.468E-11 
         ~68      VENTOX               1.628E-11 
         ~68      VENTOY               9.318E-09 
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         ~68      SISMAX         Max   5.298E-08 
         ~68      SISMAY         Max   1.860E-07 
         ~68        TERM               1.207E-11 
         ~68       COMB1         Max   6.997E-11 
         ~68       COMB1         Min   6.997E-11 
         ~68       COMB2         Max   1.047E-10 
         ~68       COMB2         Min   1.047E-10 
         ~68       COMB3         Max   8.625E-11 
         ~68       COMB3         Min   8.625E-11 
         ~68       COMB4         Max   9.388E-09 
         ~68       COMB4         Min   9.388E-09 
         ~68       COMB5         Max   1.209E-10 
         ~68       COMB5         Min   1.209E-10 
         ~68       COMB6         Max   9.422E-09 
         ~68       COMB6         Min   9.422E-09 
         ~68       COMB7         Max   4.583E-11 
         ~68       COMB7         Min   4.583E-11 
         ~68       COMB8         Max   8.051E-11 
         ~68       COMB8         Min   8.051E-11 
         ~68       COMB9         Max   6.211E-11 
         ~68       COMB9         Min   6.211E-11 
         ~68      COMB10         Max   9.364E-09 
         ~68      COMB10         Min   9.364E-09 
         ~68      COMB11         Max   9.679E-11 
         ~68      COMB11         Min   9.679E-11 
         ~68      COMB12         Max   9.398E-09 
         ~68      COMB12         Min   9.398E-09 
         ~68      COMB13         Max   5.307E-08 
         ~68      COMB13         Min  -5.289E-08 
         ~68      COMB14         Max   1.861E-07 
         ~68      COMB14         Min  -1.859E-07 
         ~68         INV         Max   1.861E-07 
         ~68         INV         Min  -1.859E-07 
         ~69          PP               3.785E-11 
         ~69        PERM               1.775E-10 
         ~69        NEVE               1.215E-10 
         ~69      VENTOX               5.323E-11 
         ~69      VENTOY               1.224E-08 
         ~69      SISMAX         Max   6.410E-08 
         ~69      SISMAY         Max   1.942E-07 
         ~69        TERM               5.506E-11 
         ~69       COMB1         Max   2.704E-10 
         ~69       COMB1         Min   2.704E-10 
         ~69       COMB2         Max   3.919E-10 
         ~69       COMB2         Min   3.919E-10 
         ~69       COMB3         Max   3.237E-10 
         ~69       COMB3         Min   3.237E-10 
         ~69       COMB4         Max   1.251E-08 
         ~69       COMB4         Min   1.251E-08 
         ~69       COMB5         Max   4.451E-10 
         ~69       COMB5         Min   4.451E-10 
         ~69       COMB6         Max   1.263E-08 
         ~69       COMB6         Min   1.263E-08 
         ~69       COMB7         Max   1.603E-10 
         ~69       COMB7         Min   1.603E-10 
         ~69       COMB8         Max   2.818E-10 
         ~69       COMB8         Min   2.818E-10 
         ~69       COMB9         Max   2.135E-10 
         ~69       COMB9         Min   2.135E-10 
         ~69      COMB10         Max   1.240E-08 
         ~69      COMB10         Min   1.240E-08 
         ~69      COMB11         Max   3.350E-10 
         ~69      COMB11         Min   3.350E-10 
         ~69      COMB12         Max   1.252E-08 
         ~69      COMB12         Min   1.252E-08 
         ~69      COMB13         Max   6.444E-08 
         ~69      COMB13         Min  -6.376E-08 
         ~69      COMB14         Max   1.946E-07 
         ~69      COMB14         Min  -1.939E-07 
         ~69         INV         Max   1.946E-07 
         ~69         INV         Min  -1.939E-07 
         ~70          PP               2.820E-11 
         ~70        PERM               1.392E-10 
         ~70        NEVE               9.525E-11 
         ~70      VENTOX               4.467E-11 
         ~70      VENTOY               1.064E-08 
         ~70      SISMAX         Max   2.971E-08 
         ~70      SISMAY         Max   1.106E-07 
         ~70        TERM               4.246E-11 
         ~70       COMB1         Max   2.099E-10 
         ~70       COMB1         Min   2.099E-10 
         ~70       COMB2         Max   3.051E-10 
         ~70       COMB2         Min   3.051E-10 
         ~70       COMB3         Max   2.545E-10 
         ~70       COMB3         Min   2.545E-10 
         ~70       COMB4         Max   1.085E-08 
         ~70       COMB4         Min   1.085E-08 
         ~70       COMB5         Max   3.498E-10 
         ~70       COMB5         Min   3.498E-10 
         ~70       COMB6         Max   1.094E-08 
         ~70       COMB6         Min   1.094E-08 
         ~70       COMB7         Max   1.249E-10 
         ~70       COMB7         Min   1.249E-10 
         ~70       COMB8         Max   2.202E-10 
         ~70       COMB8         Min   2.202E-10 
         ~70       COMB9         Max   1.696E-10 
         ~70       COMB9         Min   1.696E-10 
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         ~70      COMB10         Max   1.076E-08 
         ~70      COMB10         Min   1.076E-08 
         ~70      COMB11         Max   2.649E-10 
         ~70      COMB11         Min   2.649E-10 
         ~70      COMB12         Max   1.086E-08 
         ~70      COMB12         Min   1.086E-08 
         ~70      COMB13         Max   2.997E-08 
         ~70      COMB13         Min  -2.945E-08 
         ~70      COMB14         Max   1.109E-07 
         ~70      COMB14         Min  -1.104E-07 
         ~70         INV         Max   1.109E-07 
         ~70         INV         Min  -1.104E-07 
         ~71          PP              -5.786E-12 
         ~71        PERM              -2.410E-11 
         ~71        NEVE              -1.649E-11 
         ~71      VENTOX              -5.940E-12 
         ~71      VENTOY              -1.203E-09 
         ~71      SISMAX         Max   2.967E-08 
         ~71      SISMAY         Max   1.056E-07 
         ~71        TERM              -7.787E-12 
         ~71       COMB1         Max  -3.767E-11 
         ~71       COMB1         Min  -3.767E-11 
         ~71       COMB2         Max  -5.416E-11 
         ~71       COMB2         Min  -5.416E-11 
         ~71       COMB3         Max  -4.361E-11 
         ~71       COMB3         Min  -4.361E-11 
         ~71       COMB4         Max  -1.241E-09 
         ~71       COMB4         Min  -1.241E-09 
         ~71       COMB5         Max  -6.010E-11 
         ~71       COMB5         Min  -6.010E-11 
         ~71       COMB6         Max  -1.257E-09 
         ~71       COMB6         Min  -1.257E-09 
         ~71       COMB7         Max  -2.210E-11 
         ~71       COMB7         Min  -2.210E-11 
         ~71       COMB8         Max  -3.859E-11 
         ~71       COMB8         Min  -3.859E-11 
         ~71       COMB9         Max  -2.804E-11 
         ~71       COMB9         Min  -2.804E-11 
         ~71      COMB10         Max  -1.225E-09 
         ~71      COMB10         Min  -1.225E-09 
         ~71      COMB11         Max  -4.452E-11 
         ~71      COMB11         Min  -4.452E-11 
         ~71      COMB12         Max  -1.241E-09 
         ~71      COMB12         Min  -1.241E-09 
         ~71      COMB13         Max   2.963E-08 
         ~71      COMB13         Min  -2.972E-08 
         ~71      COMB14         Max   1.055E-07 
         ~71      COMB14         Min  -1.056E-07 
         ~71         INV         Max   1.055E-07 
         ~71         INV         Min  -1.056E-07 
         ~72          PP              -6.411E-11 
         ~72        PERM              -3.124E-10 
         ~72        NEVE              -2.137E-10 
         ~72      VENTOX              -9.860E-11 
         ~72      VENTOY              -2.329E-08 
         ~72      SISMAX         Max   6.528E-08 
         ~72      SISMAY         Max   2.019E-07 
         ~72        TERM              -9.569E-11 
         ~72       COMB1         Max  -4.722E-10 
         ~72       COMB1         Min  -4.722E-10 
         ~72       COMB2         Max  -6.859E-10 
         ~72       COMB2         Min  -6.859E-10 
         ~72       COMB3         Max  -5.708E-10 
         ~72       COMB3         Min  -5.708E-10 
         ~72       COMB4         Max  -2.376E-08 
         ~72       COMB4         Min  -2.376E-08 
         ~72       COMB5         Max  -7.845E-10 
         ~72       COMB5         Min  -7.845E-10 
         ~72       COMB6         Max  -2.398E-08 
         ~72       COMB6         Min  -2.398E-08 
         ~72       COMB7         Max  -2.808E-10 
         ~72       COMB7         Min  -2.808E-10 
         ~72       COMB8         Max  -4.945E-10 
         ~72       COMB8         Min  -4.945E-10 
         ~72       COMB9         Max  -3.794E-10 
         ~72       COMB9         Min  -3.794E-10 
         ~72      COMB10         Max  -2.357E-08 
         ~72      COMB10         Min  -2.357E-08 
         ~72      COMB11         Max  -5.931E-10 
         ~72      COMB11         Min  -5.931E-10 
         ~72      COMB12         Max  -2.379E-08 
         ~72      COMB12         Min  -2.379E-08 
         ~72      COMB13         Max   6.469E-08 
         ~72      COMB13         Min  -6.587E-08 
         ~72      COMB14         Max   2.013E-07 
         ~72      COMB14         Min  -2.025E-07 
         ~72         INV         Max   2.013E-07 
         ~72         INV         Min  -2.025E-07 
         ~73          PP              -5.438E-12 
         ~73        PERM               2.439E-11 
         ~73        NEVE               1.669E-11 
         ~73      VENTOX               1.472E-11 
         ~73      VENTOY              -1.669E-08 
         ~73      SISMAX         Max   5.156E-08 
         ~73      SISMAY         Max   1.911E-07 
         ~73        TERM              -1.921E-12 
         ~73       COMB1         Max   1.703E-11 
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         ~73       COMB1         Min   1.703E-11 
         ~73       COMB2         Max   3.372E-11 
         ~73       COMB2         Min   3.372E-11 
         ~73       COMB3         Max   3.175E-11 
         ~73       COMB3         Min   3.175E-11 
         ~73       COMB4         Max  -1.667E-08 
         ~73       COMB4         Min  -1.667E-08 
         ~73       COMB5         Max   4.844E-11 
         ~73       COMB5         Min   4.844E-11 
         ~73       COMB6         Max  -1.666E-08 
         ~73       COMB6         Min  -1.666E-08 
         ~73       COMB7         Max   2.087E-11 
         ~73       COMB7         Min   2.087E-11 
         ~73       COMB8         Max   3.756E-11 
         ~73       COMB8         Min   3.756E-11 
         ~73       COMB9         Max   3.560E-11 
         ~73       COMB9         Min   3.560E-11 
         ~73      COMB10         Max  -1.667E-08 
         ~73      COMB10         Min  -1.667E-08 
         ~73      COMB11         Max   5.228E-11 
         ~73      COMB11         Min   5.228E-11 
         ~73      COMB12         Max  -1.665E-08 
         ~73      COMB12         Min  -1.665E-08 
         ~73      COMB13         Max   5.159E-08 
         ~73      COMB13         Min  -5.152E-08 
         ~73      COMB14         Max   1.911E-07 
         ~73      COMB14         Min  -1.910E-07 
         ~73         INV         Max   1.911E-07 
         ~73         INV         Min  -1.910E-07 
         ~74          PP               5.698E-12 
         ~74        PERM               2.373E-11 
         ~74        NEVE               1.624E-11 
         ~74      VENTOX               5.833E-12 
         ~74      VENTOY              -1.196E-09 
         ~74      SISMAX         Max   2.408E-08 
         ~74      SISMAY         Max   1.044E-07 
         ~74        TERM               7.663E-12 
         ~74       COMB1         Max   3.709E-11 
         ~74       COMB1         Min   3.709E-11 
         ~74       COMB2         Max   5.333E-11 
         ~74       COMB2         Min   5.333E-11 
         ~74       COMB3         Max   4.293E-11 
         ~74       COMB3         Min   4.293E-11 
         ~74       COMB4         Max  -1.159E-09 
         ~74       COMB4         Min  -1.159E-09 
         ~74       COMB5         Max   5.916E-11 
         ~74       COMB5         Min   5.916E-11 
         ~74       COMB6         Max  -1.142E-09 
         ~74       COMB6         Min  -1.142E-09 
         ~74       COMB7         Max   2.177E-11 
         ~74       COMB7         Min   2.177E-11 
         ~74       COMB8         Max   3.801E-11 
         ~74       COMB8         Min   3.801E-11 
         ~74       COMB9         Max   2.760E-11 
         ~74       COMB9         Min   2.760E-11 
         ~74      COMB10         Max  -1.174E-09 
         ~74      COMB10         Min  -1.174E-09 
         ~74      COMB11         Max   4.384E-11 
         ~74      COMB11         Min   4.384E-11 
         ~74      COMB12         Max  -1.158E-09 
         ~74      COMB12         Min  -1.158E-09 
         ~74      COMB13         Max   2.413E-08 
         ~74      COMB13         Min  -2.404E-08 
         ~74      COMB14         Max   1.045E-07 
         ~74      COMB14         Min  -1.044E-07 
         ~74         INV         Max   1.045E-07 
         ~74         INV         Min  -1.044E-07 
         ~75          PP               5.104E-12 
         ~75        PERM              -1.292E-12 
         ~75        NEVE              -8.842E-13 
         ~75      VENTOX              -4.501E-12 
         ~75      VENTOY               7.477E-09 
         ~75      SISMAX         Max   2.354E-08 
         ~75      SISMAY         Max   1.064E-07 
         ~75        TERM               4.279E-12 
         ~75       COMB1         Max   8.092E-12 
         ~75       COMB1         Min   8.092E-12 
         ~75       COMB2         Max   7.207E-12 
         ~75       COMB2         Min   7.207E-12 
         ~75       COMB3         Max   3.591E-12 
         ~75       COMB3         Min   3.591E-12 
         ~75       COMB4         Max   7.486E-09 
         ~75       COMB4         Min   7.486E-09 
         ~75       COMB5         Max   2.706E-12 
         ~75       COMB5         Min   2.706E-12 
         ~75       COMB6         Max   7.485E-09 
         ~75       COMB6         Min   7.485E-09 
         ~75       COMB7         Max  -4.673E-13 
         ~75       COMB7         Min  -4.673E-13 
         ~75       COMB8         Max  -1.351E-12 
         ~75       COMB8         Min  -1.351E-12 
         ~75       COMB9         Max  -4.968E-12 
         ~75       COMB9         Min  -4.968E-12 
         ~75      COMB10         Max   7.477E-09 
         ~75      COMB10         Min   7.477E-09 
         ~75      COMB11         Max  -5.852E-12 
         ~75      COMB11         Min  -5.852E-12 
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         ~75      COMB12         Max   7.476E-09 
         ~75      COMB12         Min   7.476E-09 
         ~75      COMB13         Max   2.354E-08 
         ~75      COMB13         Min  -2.353E-08 
         ~75      COMB14         Max   1.064E-07 
         ~75      COMB14         Min  -1.064E-07 
         ~75         INV         Max   1.064E-07 
         ~75         INV         Min  -1.064E-07 
         ~76          PP              -7.219E-12 
         ~76        PERM              -5.068E-11 
         ~76        NEVE              -3.468E-11 
         ~76      VENTOX              -1.628E-11 
         ~76      VENTOY               9.330E-09 
         ~76      SISMAX         Max   5.298E-08 
         ~76      SISMAY         Max   1.860E-07 
         ~76        TERM              -1.207E-11 
         ~76       COMB1         Max  -6.997E-11 
         ~76       COMB1         Min  -6.997E-11 
         ~76       COMB2         Max  -1.047E-10 
         ~76       COMB2         Min  -1.047E-10 
         ~76       COMB3         Max  -8.625E-11 
         ~76       COMB3         Min  -8.625E-11 
         ~76       COMB4         Max   9.260E-09 
         ~76       COMB4         Min   9.260E-09 
         ~76       COMB5         Max  -1.209E-10 
         ~76       COMB5         Min  -1.209E-10 
         ~76       COMB6         Max   9.225E-09 
         ~76       COMB6         Min   9.225E-09 
         ~76       COMB7         Max  -4.583E-11 
         ~76       COMB7         Min  -4.583E-11 
         ~76       COMB8         Max  -8.051E-11 
         ~76       COMB8         Min  -8.051E-11 
         ~76       COMB9         Max  -6.211E-11 
         ~76       COMB9         Min  -6.211E-11 
         ~76      COMB10         Max   9.284E-09 
         ~76      COMB10         Min   9.284E-09 
         ~76      COMB11         Max  -9.679E-11 
         ~76      COMB11         Min  -9.679E-11 
         ~76      COMB12         Max   9.249E-09 
         ~76      COMB12         Min   9.249E-09 
         ~76      COMB13         Max   5.289E-08 
         ~76      COMB13         Min  -5.307E-08 
         ~76      COMB14         Max   1.859E-07 
         ~76      COMB14         Min  -1.861E-07 
         ~76         INV         Max   1.859E-07 
         ~76         INV         Min  -1.861E-07 
         ~77          PP              -3.785E-11 
         ~77        PERM              -1.775E-10 
         ~77        NEVE              -1.215E-10 
         ~77      VENTOX              -5.323E-11 
         ~77      VENTOY               1.226E-08 
         ~77      SISMAX         Max   6.410E-08 
         ~77      SISMAY         Max   1.942E-07 
         ~77        TERM              -5.506E-11 
         ~77       COMB1         Max  -2.704E-10 
         ~77       COMB1         Min  -2.704E-10 
         ~77       COMB2         Max  -3.919E-10 
         ~77       COMB2         Min  -3.919E-10 
         ~77       COMB3         Max  -3.237E-10 
         ~77       COMB3         Min  -3.237E-10 
         ~77       COMB4         Max   1.199E-08 
         ~77       COMB4         Min   1.199E-08 
         ~77       COMB5         Max  -4.451E-10 
         ~77       COMB5         Min  -4.451E-10 
         ~77       COMB6         Max   1.187E-08 
         ~77       COMB6         Min   1.187E-08 
         ~77       COMB7         Max  -1.603E-10 
         ~77       COMB7         Min  -1.603E-10 
         ~77       COMB8         Max  -2.818E-10 
         ~77       COMB8         Min  -2.818E-10 
         ~77       COMB9         Max  -2.135E-10 
         ~77       COMB9         Min  -2.135E-10 
         ~77      COMB10         Max   1.210E-08 
         ~77      COMB10         Min   1.210E-08 
         ~77      COMB11         Max  -3.350E-10 
         ~77      COMB11         Min  -3.350E-10 
         ~77      COMB12         Max   1.198E-08 
         ~77      COMB12         Min   1.198E-08 
         ~77      COMB13         Max   6.376E-08 
         ~77      COMB13         Min  -6.444E-08 
         ~77      COMB14         Max   1.939E-07 
         ~77      COMB14         Min  -1.946E-07 
         ~77         INV         Max   1.939E-07 
         ~77         INV         Min  -1.946E-07 
         ~78          PP              -2.820E-11 
         ~78        PERM              -1.392E-10 
         ~78        NEVE              -9.525E-11 
         ~78      VENTOX              -4.467E-11 
         ~78      VENTOY               1.066E-08 
         ~78      SISMAX         Max   2.971E-08 
         ~78      SISMAY         Max   1.106E-07 
         ~78        TERM              -4.246E-11 
         ~78       COMB1         Max  -2.099E-10 
         ~78       COMB1         Min  -2.099E-10 
         ~78       COMB2         Max  -3.051E-10 
         ~78       COMB2         Min  -3.051E-10 
         ~78       COMB3         Max  -2.545E-10 
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         ~78       COMB3         Min  -2.545E-10 
         ~78       COMB4         Max   1.045E-08 
         ~78       COMB4         Min   1.045E-08 
         ~78       COMB5         Max  -3.498E-10 
         ~78       COMB5         Min  -3.498E-10 
         ~78       COMB6         Max   1.036E-08 
         ~78       COMB6         Min   1.036E-08 
         ~78       COMB7         Max  -1.249E-10 
         ~78       COMB7         Min  -1.249E-10 
         ~78       COMB8         Max  -2.202E-10 
         ~78       COMB8         Min  -2.202E-10 
         ~78       COMB9         Max  -1.696E-10 
         ~78       COMB9         Min  -1.696E-10 
         ~78      COMB10         Max   1.054E-08 
         ~78      COMB10         Min   1.054E-08 
         ~78      COMB11         Max  -2.649E-10 
         ~78      COMB11         Min  -2.649E-10 
         ~78      COMB12         Max   1.044E-08 
         ~78      COMB12         Min   1.044E-08 
         ~78      COMB13         Max   2.945E-08 
         ~78      COMB13         Min  -2.997E-08 
         ~78      COMB14         Max   1.104E-07 
         ~78      COMB14         Min  -1.109E-07 
         ~78         INV         Max   1.104E-07 
         ~78         INV         Min  -1.109E-07 
         ~79          PP               5.786E-12 
         ~79        PERM               2.410E-11 
         ~79        NEVE               1.649E-11 
         ~79      VENTOX               5.940E-12 
         ~79      VENTOY              -1.204E-09 
         ~79      SISMAX         Max   2.967E-08 
         ~79      SISMAY         Max   1.056E-07 
         ~79        TERM               7.787E-12 
         ~79       COMB1         Max   3.767E-11 
         ~79       COMB1         Min   3.767E-11 
         ~79       COMB2         Max   5.416E-11 
         ~79       COMB2         Min   5.416E-11 
         ~79       COMB3         Max   4.361E-11 
         ~79       COMB3         Min   4.361E-11 
         ~79       COMB4         Max  -1.166E-09 
         ~79       COMB4         Min  -1.166E-09 
         ~79       COMB5         Max   6.010E-11 
         ~79       COMB5         Min   6.010E-11 
         ~79       COMB6         Max  -1.150E-09 
         ~79       COMB6         Min  -1.150E-09 
         ~79       COMB7         Max   2.210E-11 
         ~79       COMB7         Min   2.210E-11 
         ~79       COMB8         Max   3.859E-11 
         ~79       COMB8         Min   3.859E-11 
         ~79       COMB9         Max   2.804E-11 
         ~79       COMB9         Min   2.804E-11 
         ~79      COMB10         Max  -1.182E-09 
         ~79      COMB10         Min  -1.182E-09 
         ~79      COMB11         Max   4.452E-11 
         ~79      COMB11         Min   4.452E-11 
         ~79      COMB12         Max  -1.165E-09 
         ~79      COMB12         Min  -1.165E-09 
         ~79      COMB13         Max   2.972E-08 
         ~79      COMB13         Min  -2.963E-08 
         ~79      COMB14         Max   1.056E-07 
         ~79      COMB14         Min  -1.055E-07 
         ~79         INV         Max   1.056E-07 
         ~79         INV         Min  -1.055E-07 
         ~80          PP               6.411E-11 
         ~80        PERM               3.124E-10 
         ~80        NEVE               2.137E-10 
         ~80      VENTOX               9.860E-11 
         ~80      VENTOY              -2.334E-08 
         ~80      SISMAX         Max   6.528E-08 
         ~80      SISMAY         Max   2.019E-07 
         ~80        TERM               9.569E-11 
         ~80       COMB1         Max   4.722E-10 
         ~80       COMB1         Min   4.722E-10 
         ~80       COMB2         Max   6.859E-10 
         ~80       COMB2         Min   6.859E-10 
         ~80       COMB3         Max   5.708E-10 
         ~80       COMB3         Min   5.708E-10 
         ~80       COMB4         Max  -2.287E-08 
         ~80       COMB4         Min  -2.287E-08 
         ~80       COMB5         Max   7.845E-10 
         ~80       COMB5         Min   7.845E-10 
         ~80       COMB6         Max  -2.265E-08 
         ~80       COMB6         Min  -2.265E-08 
         ~80       COMB7         Max   2.808E-10 
         ~80       COMB7         Min   2.808E-10 
         ~80       COMB8         Max   4.945E-10 
         ~80       COMB8         Min   4.945E-10 
         ~80       COMB9         Max   3.794E-10 
         ~80       COMB9         Min   3.794E-10 
         ~80      COMB10         Max  -2.306E-08 
         ~80      COMB10         Min  -2.306E-08 
         ~80      COMB11         Max   5.931E-10 
         ~80      COMB11         Min   5.931E-10 
         ~80      COMB12         Max  -2.285E-08 
         ~80      COMB12         Min  -2.285E-08 
         ~80      COMB13         Max   6.587E-08 
         ~80      COMB13         Min  -6.469E-08 
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         ~80      COMB14         Max   2.025E-07 
         ~80      COMB14         Min  -2.013E-07 
         ~80         INV         Max   2.025E-07 
         ~80         INV         Min  -2.013E-07 
         ~81          PP              -7.418E-11 
         ~81        PERM              -3.271E-10 
         ~81        NEVE              -2.238E-10 
         ~81      VENTOX              -9.738E-11 
         ~81      VENTOY              -2.303E-08 
         ~81      SISMAX         Max   8.101E-08 
         ~81      SISMAY         Max   1.947E-07 
         ~81        TERM              -1.072E-10 
         ~81       COMB1         Max  -5.085E-10 
         ~81       COMB1         Min  -5.085E-10 
         ~81       COMB2         Max  -7.323E-10 
         ~81       COMB2         Min  -7.323E-10 
         ~81       COMB3         Max  -6.059E-10 
         ~81       COMB3         Min  -6.059E-10 
         ~81       COMB4         Max  -2.354E-08 
         ~81       COMB4         Min  -2.354E-08 
         ~81       COMB5         Max  -8.297E-10 
         ~81       COMB5         Min  -8.297E-10 
         ~81       COMB6         Max  -2.376E-08 
         ~81       COMB6         Min  -2.376E-08 
         ~81       COMB7         Max  -2.941E-10 
         ~81       COMB7         Min  -2.941E-10 
         ~81       COMB8         Max  -5.179E-10 
         ~81       COMB8         Min  -5.179E-10 
         ~81       COMB9         Max  -3.914E-10 
         ~81       COMB9         Min  -3.914E-10 
         ~81      COMB10         Max  -2.332E-08 
         ~81      COMB10         Min  -2.332E-08 
         ~81      COMB11         Max  -6.153E-10 
         ~81      COMB11         Min  -6.153E-10 
         ~81      COMB12         Max  -2.355E-08 
         ~81      COMB12         Min  -2.355E-08 
         ~81      COMB13         Max   8.038E-08 
         ~81      COMB13         Min  -8.163E-08 
         ~81      COMB14         Max   1.941E-07 
         ~81      COMB14         Min  -1.953E-07 
         ~81         INV         Max   1.941E-07 
         ~81         INV         Min  -1.953E-07 
         ~82          PP              -1.674E-11 
         ~82        PERM              -4.010E-11 
         ~82        NEVE              -2.744E-11 
         ~82      VENTOX              -4.608E-12 
         ~82      VENTOY              -9.168E-10 
         ~82      SISMAX         Max   3.785E-08 
         ~82      SISMAY         Max   1.078E-07 
         ~82        TERM              -2.032E-11 
         ~82       COMB1         Max  -7.716E-11 
         ~82       COMB1         Min  -7.716E-11 
         ~82       COMB2         Max  -1.046E-10 
         ~82       COMB2         Min  -1.046E-10 
         ~82       COMB3         Max  -8.177E-11 
         ~82       COMB3         Min  -8.177E-11 
         ~82       COMB4         Max  -9.940E-10 
         ~82       COMB4         Min  -9.940E-10 
         ~82       COMB5         Max  -1.092E-10 
         ~82       COMB5         Min  -1.092E-10 
         ~82       COMB6         Max  -1.021E-09 
         ~82       COMB6         Min  -1.021E-09 
         ~82       COMB7         Max  -3.651E-11 
         ~82       COMB7         Min  -3.651E-11 
         ~82       COMB8         Max  -6.395E-11 
         ~82       COMB8         Min  -6.395E-11 
         ~82       COMB9         Max  -4.112E-11 
         ~82       COMB9         Min  -4.112E-11 
         ~82      COMB10         Max  -9.533E-10 
         ~82      COMB10         Min  -9.533E-10 
         ~82      COMB11         Max  -6.856E-11 
         ~82      COMB11         Min  -6.856E-11 
         ~82      COMB12         Max  -9.807E-10 
         ~82      COMB12         Min  -9.807E-10 
         ~82      COMB13         Max   3.776E-08 
         ~82      COMB13         Min  -3.793E-08 
         ~82      COMB14         Max   1.077E-07 
         ~82      COMB14         Min  -1.079E-07 
         ~82         INV         Max   1.077E-07 
         ~82         INV         Min  -1.079E-07 
         ~83          PP               2.823E-11 
         ~83        PERM               1.392E-10 
         ~83        NEVE               9.527E-11 
         ~83      VENTOX               4.467E-11 
         ~83      VENTOY               1.064E-08 
         ~83      SISMAX         Max   3.794E-08 
         ~83      SISMAY         Max   1.045E-07 
         ~83        TERM               4.250E-11 
         ~83       COMB1         Max   2.100E-10 
         ~83       COMB1         Min   2.100E-10 
         ~83       COMB2         Max   3.052E-10 
         ~83       COMB2         Min   3.052E-10 
         ~83       COMB3         Max   2.546E-10 
         ~83       COMB3         Min   2.546E-10 
         ~83       COMB4         Max   1.085E-08 
         ~83       COMB4         Min   1.085E-08 
         ~83       COMB5         Max   3.499E-10 
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         ~83       COMB5         Min   3.499E-10 
         ~83       COMB6         Max   1.094E-08 
         ~83       COMB6         Min   1.094E-08 
         ~83       COMB7         Max   1.250E-10 
         ~83       COMB7         Min   1.250E-10 
         ~83       COMB8         Max   2.203E-10 
         ~83       COMB8         Min   2.203E-10 
         ~83       COMB9         Max   1.696E-10 
         ~83       COMB9         Min   1.696E-10 
         ~83      COMB10         Max   1.076E-08 
         ~83      COMB10         Min   1.076E-08 
         ~83      COMB11         Max   2.649E-10 
         ~83      COMB11         Min   2.649E-10 
         ~83      COMB12         Max   1.086E-08 
         ~83      COMB12         Min   1.086E-08 
         ~83      COMB13         Max   3.820E-08 
         ~83      COMB13         Min  -3.768E-08 
         ~83      COMB14         Max   1.048E-07 
         ~83      COMB14         Min  -1.043E-07 
         ~83         INV         Max   1.048E-07 
         ~83         INV         Min  -1.043E-07 
         ~84          PP               6.072E-11 
         ~84        PERM               2.109E-10 
         ~84        NEVE               1.443E-10 
         ~84      VENTOX               5.044E-11 
         ~84      VENTOY               1.164E-08 
         ~84      SISMAX         Max   8.275E-08 
         ~84      SISMAY         Max   1.940E-07 
         ~84        TERM               8.124E-11 
         ~84       COMB1         Max   3.529E-10 
         ~84       COMB1         Min   3.529E-10 
         ~84       COMB2         Max   4.972E-10 
         ~84       COMB2         Min   4.972E-10 
         ~84       COMB3         Max   4.033E-10 
         ~84       COMB3         Min   4.033E-10 
         ~84       COMB4         Max   1.199E-08 
         ~84       COMB4         Min   1.199E-08 
         ~84       COMB5         Max   5.477E-10 
         ~84       COMB5         Min   5.477E-10 
         ~84       COMB6         Max   1.214E-08 
         ~84       COMB6         Min   1.214E-08 
         ~84       COMB7         Max   1.904E-10 
         ~84       COMB7         Min   1.904E-10 
         ~84       COMB8         Max   3.347E-10 
         ~84       COMB8         Min   3.347E-10 
         ~84       COMB9         Max   2.409E-10 
         ~84       COMB9         Min   2.409E-10 
         ~84      COMB10         Max   1.183E-08 
         ~84      COMB10         Min   1.183E-08 
         ~84      COMB11         Max   3.852E-10 
         ~84      COMB11         Min   3.852E-10 
         ~84      COMB12         Max   1.197E-08 
         ~84      COMB12         Min   1.197E-08 
         ~84      COMB13         Max   8.317E-08 
         ~84      COMB13         Min  -8.234E-08 
         ~84      COMB14         Max   1.944E-07 
         ~84      COMB14         Min  -1.936E-07 
         ~84         INV         Max   1.944E-07 
         ~84         INV         Min  -1.936E-07 
         ~85          PP               1.794E-10 
         ~85        PERM               4.696E-10 
         ~85        NEVE               3.213E-10 
         ~85      VENTOX               1.555E-11 
         ~85      VENTOY               1.024E-08 
         ~85      SISMAX         Max   1.046E-07 
         ~85      SISMAY         Max   1.792E-07 
         ~85        TERM               1.933E-10 
         ~85       COMB1         Max   8.423E-10 
         ~85       COMB1         Min   8.423E-10 
         ~85       COMB2         Max   1.164E-09 
         ~85       COMB2         Min   1.164E-09 
         ~85       COMB3         Max   8.579E-10 
         ~85       COMB3         Min   8.579E-10 
         ~85       COMB4         Max   1.109E-08 
         ~85       COMB4         Min   1.109E-08 
         ~85       COMB5         Max   1.179E-09 
         ~85       COMB5         Min   1.179E-09 
         ~85       COMB6         Max   1.141E-08 
         ~85       COMB6         Min   1.141E-08 
         ~85       COMB7         Max   4.557E-10 
         ~85       COMB7         Min   4.557E-10 
         ~85       COMB8         Max   7.770E-10 
         ~85       COMB8         Min   7.770E-10 
         ~85       COMB9         Max   4.713E-10 
         ~85       COMB9         Min   4.713E-10 
         ~85      COMB10         Max   1.070E-08 
         ~85      COMB10         Min   1.070E-08 
         ~85      COMB11         Max   7.926E-10 
         ~85      COMB11         Min   7.926E-10 
         ~85      COMB12         Max   1.102E-08 
         ~85      COMB12         Min   1.102E-08 
         ~85      COMB13         Max   1.056E-07 
         ~85      COMB13         Min  -1.036E-07 
         ~85      COMB14         Max   1.802E-07 
         ~85      COMB14         Min  -1.783E-07 
         ~85         INV         Max   1.802E-07 
         ~85         INV         Min  -1.783E-07 
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         ~86          PP               1.573E-10 
         ~86        PERM               4.205E-10 
         ~86        NEVE               2.877E-10 
         ~86      VENTOX               6.731E-12 
         ~86      VENTOY               9.123E-09 
         ~86      SISMAX         Max   4.861E-08 
         ~86      SISMAY         Max   1.103E-07 
         ~86        TERM               1.643E-10 
         ~86       COMB1         Max   7.421E-10 
         ~86       COMB1         Min   7.421E-10 
         ~86       COMB2         Max   1.030E-09 
         ~86       COMB2         Min   1.030E-09 
         ~86       COMB3         Max   7.488E-10 
         ~86       COMB3         Min   7.488E-10 
         ~86       COMB4         Max   9.865E-09 
         ~86       COMB4         Min   9.865E-09 
         ~86       COMB5         Max   1.037E-09 
         ~86       COMB5         Min   1.037E-09 
         ~86       COMB6         Max   1.015E-08 
         ~86       COMB6         Min   1.015E-08 
         ~86       COMB7         Max   4.134E-10 
         ~86       COMB7         Min   4.134E-10 
         ~86       COMB8         Max   7.011E-10 
         ~86       COMB8         Min   7.011E-10 
         ~86       COMB9         Max   4.202E-10 
         ~86       COMB9         Min   4.202E-10 
         ~86      COMB10         Max   9.536E-09 
         ~86      COMB10         Min   9.536E-09 
         ~86      COMB11         Max   7.079E-10 
         ~86      COMB11         Min   7.079E-10 
         ~86      COMB12         Max   9.824E-09 
         ~86      COMB12         Min   9.824E-09 
         ~86      COMB13         Max   4.948E-08 
         ~86      COMB13         Min  -4.775E-08 
         ~86      COMB14         Max   1.112E-07 
         ~86      COMB14         Min  -1.094E-07 
         ~86         INV         Max   1.112E-07 
         ~86         INV         Min  -1.094E-07 
         ~87          PP              -1.708E-11 
         ~87        PERM              -4.084E-11 
         ~87        NEVE              -2.794E-11 
         ~87      VENTOX              -4.507E-12 
         ~87      VENTOY              -9.128E-10 
         ~87      SISMAX         Max   4.989E-08 
         ~87      SISMAY         Max   9.111E-08 
         ~87        TERM              -2.065E-11 
         ~87       COMB1         Max  -7.857E-11 
         ~87       COMB1         Min  -7.857E-11 
         ~87       COMB2         Max  -1.065E-10 
         ~87       COMB2         Min  -1.065E-10 
         ~87       COMB3         Max  -8.308E-11 
         ~87       COMB3         Min  -8.308E-11 
         ~87       COMB4         Max  -9.914E-10 
         ~87       COMB4         Min  -9.914E-10 
         ~87       COMB5         Max  -1.110E-10 
         ~87       COMB5         Min  -1.110E-10 
         ~87       COMB6         Max  -1.019E-09 
         ~87       COMB6         Min  -1.019E-09 
         ~87       COMB7         Max  -3.728E-11 
         ~87       COMB7         Min  -3.728E-11 
         ~87       COMB8         Max  -6.522E-11 
         ~87       COMB8         Min  -6.522E-11 
         ~87       COMB9         Max  -4.178E-11 
         ~87       COMB9         Min  -4.178E-11 
         ~87      COMB10         Max  -9.501E-10 
         ~87      COMB10         Min  -9.501E-10 
         ~87      COMB11         Max  -6.973E-11 
         ~87      COMB11         Min  -6.973E-11 
         ~87      COMB12         Max  -9.780E-10 
         ~87      COMB12         Min  -9.780E-10 
         ~87      COMB13         Max   4.980E-08 
         ~87      COMB13         Min  -4.997E-08 
         ~87      COMB14         Max   9.102E-08 
         ~87      COMB14         Min  -9.119E-08 
         ~87         INV         Max   9.102E-08 
         ~87         INV         Min  -9.119E-08 
         ~88          PP              -3.437E-10 
         ~88        PERM              -9.144E-10 
         ~88        NEVE              -6.256E-10 
         ~88      VENTOX              -1.816E-11 
         ~88      VENTOY              -1.986E-08 
         ~88      SISMAX         Max   1.063E-07 
         ~88      SISMAY         Max   1.987E-07 
         ~88        TERM              -3.616E-10 
         ~88       COMB1         Max  -1.620E-09 
         ~88       COMB1         Min  -1.620E-09 
         ~88       COMB2         Max  -2.245E-09 
         ~88       COMB2         Min  -2.245E-09 
         ~88       COMB3         Max  -1.638E-09 
         ~88       COMB3         Min  -1.638E-09 
         ~88       COMB4         Max  -2.148E-08 
         ~88       COMB4         Min  -2.148E-08 
         ~88       COMB5         Max  -2.263E-09 
         ~88       COMB5         Min  -2.263E-09 
         ~88       COMB6         Max  -2.211E-08 
         ~88       COMB6         Min  -2.211E-08 
         ~88       COMB7         Max  -8.964E-10 
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         ~88       COMB7         Min  -8.964E-10 
         ~88       COMB8         Max  -1.522E-09 
         ~88       COMB8         Min  -1.522E-09 
         ~88       COMB9         Max  -9.146E-10 
         ~88       COMB9         Min  -9.146E-10 
         ~88      COMB10         Max  -2.076E-08 
         ~88      COMB10         Min  -2.076E-08 
         ~88      COMB11         Max  -1.540E-09 
         ~88      COMB11         Min  -1.540E-09 
         ~88      COMB12         Max  -2.138E-08 
         ~88      COMB12         Min  -2.138E-08 
         ~88      COMB13         Max   1.044E-07 
         ~88      COMB13         Min  -1.081E-07 
         ~88      COMB14         Max   1.968E-07 
         ~88      COMB14         Min  -2.006E-07 
         ~88         INV         Max   1.968E-07 
         ~88         INV         Min  -2.006E-07 
         ~89          PP               7.418E-11 
         ~89        PERM               3.271E-10 
         ~89        NEVE               2.238E-10 
         ~89      VENTOX               9.738E-11 
         ~89      VENTOY              -2.306E-08 
         ~89      SISMAX         Max   8.101E-08 
         ~89      SISMAY         Max   1.947E-07 
         ~89        TERM               1.072E-10 
         ~89       COMB1         Max   5.085E-10 
         ~89       COMB1         Min   5.085E-10 
         ~89       COMB2         Max   7.323E-10 
         ~89       COMB2         Min   7.323E-10 
         ~89       COMB3         Max   6.059E-10 
         ~89       COMB3         Min   6.059E-10 
         ~89       COMB4         Max  -2.255E-08 
         ~89       COMB4         Min  -2.255E-08 
         ~89       COMB5         Max   8.297E-10 
         ~89       COMB5         Min   8.297E-10 
         ~89       COMB6         Max  -2.233E-08 
         ~89       COMB6         Min  -2.233E-08 
         ~89       COMB7         Max   2.941E-10 
         ~89       COMB7         Min   2.941E-10 
         ~89       COMB8         Max   5.179E-10 
         ~89       COMB8         Min   5.179E-10 
         ~89       COMB9         Max   3.914E-10 
         ~89       COMB9         Min   3.914E-10 
         ~89      COMB10         Max  -2.277E-08 
         ~89      COMB10         Min  -2.277E-08 
         ~89      COMB11         Max   6.153E-10 
         ~89      COMB11         Min   6.153E-10 
         ~89      COMB12         Max  -2.254E-08 
         ~89      COMB12         Min  -2.254E-08 
         ~89      COMB13         Max   8.163E-08 
         ~89      COMB13         Min  -8.038E-08 
         ~89      COMB14         Max   1.953E-07 
         ~89      COMB14         Min  -1.941E-07 
         ~89         INV         Max   1.953E-07 
         ~89         INV         Min  -1.941E-07 
         ~90          PP               1.674E-11 
         ~90        PERM               4.010E-11 
         ~90        NEVE               2.744E-11 
         ~90      VENTOX               4.608E-12 
         ~90      VENTOY              -9.011E-10 
         ~90      SISMAX         Max   3.785E-08 
         ~90      SISMAY         Max   1.078E-07 
         ~90        TERM               2.032E-11 
         ~90       COMB1         Max   7.716E-11 
         ~90       COMB1         Min   7.716E-11 
         ~90       COMB2         Max   1.046E-10 
         ~90       COMB2         Min   1.046E-10 
         ~90       COMB3         Max   8.177E-11 
         ~90       COMB3         Min   8.177E-11 
         ~90       COMB4         Max  -8.240E-10 
         ~90       COMB4         Min  -8.240E-10 
         ~90       COMB5         Max   1.092E-10 
         ~90       COMB5         Min   1.092E-10 
         ~90       COMB6         Max  -7.965E-10 
         ~90       COMB6         Min  -7.965E-10 
         ~90       COMB7         Max   3.651E-11 
         ~90       COMB7         Min   3.651E-11 
         ~90       COMB8         Max   6.395E-11 
         ~90       COMB8         Min   6.395E-11 
         ~90       COMB9         Max   4.112E-11 
         ~90       COMB9         Min   4.112E-11 
         ~90      COMB10         Max  -8.646E-10 
         ~90      COMB10         Min  -8.646E-10 
         ~90      COMB11         Max   6.856E-11 
         ~90      COMB11         Min   6.856E-11 
         ~90      COMB12         Max  -8.372E-10 
         ~90      COMB12         Min  -8.372E-10 
         ~90      COMB13         Max   3.793E-08 
         ~90      COMB13         Min  -3.776E-08 
         ~90      COMB14         Max   1.079E-07 
         ~90      COMB14         Min  -1.077E-07 
         ~90         INV         Max   1.079E-07 
         ~90         INV         Min  -1.077E-07 
         ~91          PP              -2.823E-11 
         ~91        PERM              -1.392E-10 
         ~91        NEVE              -9.527E-11 
         ~91      VENTOX              -4.467E-11 
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         ~91      VENTOY               1.066E-08 
         ~91      SISMAX         Max   3.794E-08 
         ~91      SISMAY         Max   1.045E-07 
         ~91        TERM              -4.250E-11 
         ~91       COMB1         Max  -2.100E-10 
         ~91       COMB1         Min  -2.100E-10 
         ~91       COMB2         Max  -3.052E-10 
         ~91       COMB2         Min  -3.052E-10 
         ~91       COMB3         Max  -2.546E-10 
         ~91       COMB3         Min  -2.546E-10 
         ~91       COMB4         Max   1.045E-08 
         ~91       COMB4         Min   1.045E-08 
         ~91       COMB5         Max  -3.499E-10 
         ~91       COMB5         Min  -3.499E-10 
         ~91       COMB6         Max   1.036E-08 
         ~91       COMB6         Min   1.036E-08 
         ~91       COMB7         Max  -1.250E-10 
         ~91       COMB7         Min  -1.250E-10 
         ~91       COMB8         Max  -2.203E-10 
         ~91       COMB8         Min  -2.203E-10 
         ~91       COMB9         Max  -1.696E-10 
         ~91       COMB9         Min  -1.696E-10 
         ~91      COMB10         Max   1.054E-08 
         ~91      COMB10         Min   1.054E-08 
         ~91      COMB11         Max  -2.649E-10 
         ~91      COMB11         Min  -2.649E-10 
         ~91      COMB12         Max   1.044E-08 
         ~91      COMB12         Min   1.044E-08 
         ~91      COMB13         Max   3.768E-08 
         ~91      COMB13         Min  -3.820E-08 
         ~91      COMB14         Max   1.043E-07 
         ~91      COMB14         Min  -1.048E-07 
         ~91         INV         Max   1.043E-07 
         ~91         INV         Min  -1.048E-07 
         ~92          PP              -6.072E-11 
         ~92        PERM              -2.109E-10 
         ~92        NEVE              -1.443E-10 
         ~92      VENTOX              -5.044E-11 
         ~92      VENTOY               1.163E-08 
         ~92      SISMAX         Max   8.276E-08 
         ~92      SISMAY         Max   1.940E-07 
         ~92        TERM              -8.124E-11 
         ~92       COMB1         Max  -3.529E-10 
         ~92       COMB1         Min  -3.529E-10 
         ~92       COMB2         Max  -4.972E-10 
         ~92       COMB2         Min  -4.972E-10 
         ~92       COMB3         Max  -4.033E-10 
         ~92       COMB3         Min  -4.033E-10 
         ~92       COMB4         Max   1.127E-08 
         ~92       COMB4         Min   1.127E-08 
         ~92       COMB5         Max  -5.477E-10 
         ~92       COMB5         Min  -5.477E-10 
         ~92       COMB6         Max   1.113E-08 
         ~92       COMB6         Min   1.113E-08 
         ~92       COMB7         Max  -1.904E-10 
         ~92       COMB7         Min  -1.904E-10 
         ~92       COMB8         Max  -3.347E-10 
         ~92       COMB8         Min  -3.347E-10 
         ~92       COMB9         Max  -2.409E-10 
         ~92       COMB9         Min  -2.409E-10 
         ~92      COMB10         Max   1.144E-08 
         ~92      COMB10         Min   1.144E-08 
         ~92      COMB11         Max  -3.852E-10 
         ~92      COMB11         Min  -3.852E-10 
         ~92      COMB12         Max   1.129E-08 
         ~92      COMB12         Min   1.129E-08 
         ~92      COMB13         Max   8.234E-08 
         ~92      COMB13         Min  -8.317E-08 
         ~92      COMB14         Max   1.936E-07 
         ~92      COMB14         Min  -1.944E-07 
         ~92         INV         Max   1.936E-07 
         ~92         INV         Min  -1.944E-07 
         ~93          PP              -1.794E-10 
         ~93        PERM              -4.696E-10 
         ~93        NEVE              -3.213E-10 
         ~93      VENTOX              -1.555E-11 
         ~93      VENTOY               1.011E-08 
         ~93      SISMAX         Max   1.046E-07 
         ~93      SISMAY         Max   1.792E-07 
         ~93        TERM              -1.933E-10 
         ~93       COMB1         Max  -8.423E-10 
         ~93       COMB1         Min  -8.423E-10 
         ~93       COMB2         Max  -1.164E-09 
         ~93       COMB2         Min  -1.164E-09 
         ~93       COMB3         Max  -8.579E-10 
         ~93       COMB3         Min  -8.579E-10 
         ~93       COMB4         Max   9.267E-09 
         ~93       COMB4         Min   9.267E-09 
         ~93       COMB5         Max  -1.179E-09 
         ~93       COMB5         Min  -1.179E-09 
         ~93       COMB6         Max   8.946E-09 
         ~93       COMB6         Min   8.946E-09 
         ~93       COMB7         Max  -4.557E-10 
         ~93       COMB7         Min  -4.557E-10 
         ~93       COMB8         Max  -7.770E-10 
         ~93       COMB8         Min  -7.770E-10 
         ~93       COMB9         Max  -4.713E-10 
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         ~93       COMB9         Min  -4.713E-10 
         ~93      COMB10         Max   9.654E-09 
         ~93      COMB10         Min   9.654E-09 
         ~93      COMB11         Max  -7.926E-10 
         ~93      COMB11         Min  -7.926E-10 
         ~93      COMB12         Max   9.333E-09 
         ~93      COMB12         Min   9.333E-09 
         ~93      COMB13         Max   1.036E-07 
         ~93      COMB13         Min  -1.056E-07 
         ~93      COMB14         Max   1.783E-07 
         ~93      COMB14         Min  -1.802E-07 
         ~93         INV         Max   1.783E-07 
         ~93         INV         Min  -1.802E-07 
         ~94          PP              -1.573E-10 
         ~94        PERM              -4.205E-10 
         ~94        NEVE              -2.877E-10 
         ~94      VENTOX              -6.731E-12 
         ~94      VENTOY               9.013E-09 
         ~94      SISMAX         Max   4.861E-08 
         ~94      SISMAY         Max   1.103E-07 
         ~94        TERM              -1.643E-10 
         ~94       COMB1         Max  -7.421E-10 
         ~94       COMB1         Min  -7.421E-10 
         ~94       COMB2         Max  -1.030E-09 
         ~94       COMB2         Min  -1.030E-09 
         ~94       COMB3         Max  -7.488E-10 
         ~94       COMB3         Min  -7.488E-10 
         ~94       COMB4         Max   8.271E-09 
         ~94       COMB4         Min   8.271E-09 
         ~94       COMB5         Max  -1.037E-09 
         ~94       COMB5         Min  -1.037E-09 
         ~94       COMB6         Max   7.983E-09 
         ~94       COMB6         Min   7.983E-09 
         ~94       COMB7         Max  -4.134E-10 
         ~94       COMB7         Min  -4.134E-10 
         ~94       COMB8         Max  -7.011E-10 
         ~94       COMB8         Min  -7.011E-10 
         ~94       COMB9         Max  -4.202E-10 
         ~94       COMB9         Min  -4.202E-10 
         ~94      COMB10         Max   8.599E-09 
         ~94      COMB10         Min   8.599E-09 
         ~94      COMB11         Max  -7.079E-10 
         ~94      COMB11         Min  -7.079E-10 
         ~94      COMB12         Max   8.312E-09 
         ~94      COMB12         Min   8.312E-09 
         ~94      COMB13         Max   4.775E-08 
         ~94      COMB13         Min  -4.948E-08 
         ~94      COMB14         Max   1.094E-07 
         ~94      COMB14         Min  -1.112E-07 
         ~94         INV         Max   1.094E-07 
         ~94         INV         Min  -1.112E-07 
         ~95          PP               1.708E-11 
         ~95        PERM               4.084E-11 
         ~95        NEVE               2.794E-11 
         ~95      VENTOX               4.507E-12 
         ~95      VENTOY              -8.968E-10 
         ~95      SISMAX         Max   4.989E-08 
         ~95      SISMAY         Max   9.111E-08 
         ~95        TERM               2.065E-11 
         ~95       COMB1         Max   7.857E-11 
         ~95       COMB1         Min   7.857E-11 
         ~95       COMB2         Max   1.065E-10 
         ~95       COMB2         Min   1.065E-10 
         ~95       COMB3         Max   8.308E-11 
         ~95       COMB3         Min   8.308E-11 
         ~95       COMB4         Max  -8.182E-10 
         ~95       COMB4         Min  -8.182E-10 
         ~95       COMB5         Max   1.110E-10 
         ~95       COMB5         Min   1.110E-10 
         ~95       COMB6         Max  -7.903E-10 
         ~95       COMB6         Min  -7.903E-10 
         ~95       COMB7         Max   3.728E-11 
         ~95       COMB7         Min   3.728E-11 
         ~95       COMB8         Max   6.522E-11 
         ~95       COMB8         Min   6.522E-11 
         ~95       COMB9         Max   4.178E-11 
         ~95       COMB9         Min   4.178E-11 
         ~95      COMB10         Max  -8.595E-10 
         ~95      COMB10         Min  -8.595E-10 
         ~95      COMB11         Max   6.973E-11 
         ~95      COMB11         Min   6.973E-11 
         ~95      COMB12         Max  -8.315E-10 
         ~95      COMB12         Min  -8.315E-10 
         ~95      COMB13         Max   4.997E-08 
         ~95      COMB13         Min  -4.980E-08 
         ~95      COMB14         Max   9.119E-08 
         ~95      COMB14         Min  -9.102E-08 
         ~95         INV         Max   9.119E-08 
         ~95         INV         Min  -9.102E-08 
         ~96          PP               3.437E-10 
         ~96        PERM               9.144E-10 
         ~96        NEVE               6.256E-10 
         ~96      VENTOX               1.816E-11 
         ~96      VENTOY              -1.962E-08 
         ~96      SISMAX         Max   1.063E-07 
         ~96      SISMAY         Max   1.987E-07 
         ~96        TERM               3.616E-10 
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         ~96       COMB1         Max   1.620E-09 
         ~96       COMB1         Min   1.620E-09 
         ~96       COMB2         Max   2.245E-09 
         ~96       COMB2         Min   2.245E-09 
         ~96       COMB3         Max   1.638E-09 
         ~96       COMB3         Min   1.638E-09 
         ~96       COMB4         Max  -1.800E-08 
         ~96       COMB4         Min  -1.800E-08 
         ~96       COMB5         Max   2.263E-09 
         ~96       COMB5         Min   2.263E-09 
         ~96       COMB6         Max  -1.737E-08 
         ~96       COMB6         Min  -1.737E-08 
         ~96       COMB7         Max   8.964E-10 
         ~96       COMB7         Min   8.964E-10 
         ~96       COMB8         Max   1.522E-09 
         ~96       COMB8         Min   1.522E-09 
         ~96       COMB9         Max   9.146E-10 
         ~96       COMB9         Min   9.146E-10 
         ~96      COMB10         Max  -1.872E-08 
         ~96      COMB10         Min  -1.872E-08 
         ~96      COMB11         Max   1.540E-09 
         ~96      COMB11         Min   1.540E-09 
         ~96      COMB12         Max  -1.810E-08 
         ~96      COMB12         Min  -1.810E-08 
         ~96      COMB13         Max   1.081E-07 
         ~96      COMB13         Min  -1.044E-07 
         ~96      COMB14         Max   2.006E-07 
         ~96      COMB14         Min  -1.968E-07 
         ~96         INV         Max   2.006E-07 
         ~96         INV         Min  -1.968E-07 
         ~97          PP              -1.917E-10 
         ~97        PERM              -5.406E-10 
         ~97        NEVE              -3.699E-10 
         ~97      VENTOX              -4.784E-10 
         ~97      VENTOY              -1.290E-08 
         ~97      SISMAX         Max   1.421E-07 
         ~97      SISMAY         Max   1.613E-07 
         ~97        TERM              -4.448E-10 
         ~97       COMB1         Max  -1.177E-09 
         ~97       COMB1         Min  -1.177E-09 
         ~97       COMB2         Max  -1.547E-09 
         ~97       COMB2         Min  -1.547E-09 
         ~97       COMB3         Max  -1.656E-09 
         ~97       COMB3         Min  -1.656E-09 
         ~97       COMB4         Max  -1.407E-08 
         ~97       COMB4         Min  -1.407E-08 
         ~97       COMB5         Max  -2.025E-09 
         ~97       COMB5         Min  -2.025E-09 
         ~97       COMB6         Max  -1.444E-08 
         ~97       COMB6         Min  -1.444E-08 
         ~97       COMB7         Max  -2.875E-10 
         ~97       COMB7         Min  -2.875E-10 
         ~97       COMB8         Max  -6.574E-10 
         ~97       COMB8         Min  -6.574E-10 
         ~97       COMB9         Max  -7.659E-10 
         ~97       COMB9         Min  -7.659E-10 
         ~97      COMB10         Max  -1.318E-08 
         ~97      COMB10         Min  -1.318E-08 
         ~97      COMB11         Max  -1.136E-09 
         ~97      COMB11         Min  -1.136E-09 
         ~97      COMB12         Max  -1.355E-08 
         ~97      COMB12         Min  -1.355E-08 
         ~97      COMB13         Max   1.409E-07 
         ~97      COMB13         Min  -1.432E-07 
         ~97      COMB14         Max   1.602E-07 
         ~97      COMB14         Min  -1.624E-07 
         ~97         INV         Max   1.602E-07 
         ~97         INV         Min  -1.624E-07 
         ~98          PP               1.482E-10 
         ~98        PERM               3.655E-10 
         ~98        NEVE               2.501E-10 
         ~98      VENTOX              -5.049E-10 
         ~98      VENTOY               6.662E-09 
         ~98      SISMAX         Max   6.684E-08 
         ~98      SISMAY         Max   1.062E-07 
         ~98        TERM              -1.111E-10 
         ~98       COMB1         Max   4.026E-10 
         ~98       COMB1         Min   4.026E-10 
         ~98       COMB2         Max   6.527E-10 
         ~98       COMB2         Min   6.527E-10 
         ~98       COMB3         Max  -1.023E-10 
         ~98       COMB3         Min  -1.023E-10 
         ~98       COMB4         Max   7.065E-09 
         ~98       COMB4         Min   7.065E-09 
         ~98       COMB5         Max   1.477E-10 
         ~98       COMB5         Min   1.477E-10 
         ~98       COMB6         Max   7.315E-09 
         ~98       COMB6         Min   7.315E-09 
         ~98       COMB7         Max   6.248E-10 
         ~98       COMB7         Min   6.248E-10 
         ~98       COMB8         Max   8.749E-10 
         ~98       COMB8         Min   8.749E-10 
         ~98       COMB9         Max   1.199E-10 
         ~98       COMB9         Min   1.199E-10 
         ~98      COMB10         Max   7.287E-09 
         ~98      COMB10         Min   7.287E-09 
         ~98      COMB11         Max   3.700E-10 
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         ~98      COMB11         Min   3.700E-10 
         ~98      COMB12         Max   7.537E-09 
         ~98      COMB12         Min   7.537E-09 
         ~98      COMB13         Max   6.760E-08 
         ~98      COMB13         Min  -6.607E-08 
         ~98      COMB14         Max   1.070E-07 
         ~98      COMB14         Min  -1.055E-07 
         ~98         INV         Max   1.070E-07 
         ~98         INV         Min  -1.055E-07 
         ~99          PP               1.569E-10 
         ~99        PERM               4.194E-10 
         ~99        NEVE               2.870E-10 
         ~99      VENTOX               8.056E-12 
         ~99      VENTOY               9.103E-09 
         ~99      SISMAX         Max   6.877E-08 
         ~99      SISMAY         Max   7.230E-08 
         ~99        TERM               1.646E-10 
         ~99       COMB1         Max   7.408E-10 
         ~99       COMB1         Min   7.408E-10 
         ~99       COMB2         Max   1.028E-09 
         ~99       COMB2         Min   1.028E-09 
         ~99       COMB3         Max   7.489E-10 
         ~99       COMB3         Min   7.489E-10 
         ~99       COMB4         Max   9.843E-09 
         ~99       COMB4         Min   9.843E-09 
         ~99       COMB5         Max   1.036E-09 
         ~99       COMB5         Min   1.036E-09 
         ~99       COMB6         Max   1.013E-08 
         ~99       COMB6         Min   1.013E-08 
         ~99       COMB7         Max   4.117E-10 
         ~99       COMB7         Min   4.117E-10 
         ~99       COMB8         Max   6.986E-10 
         ~99       COMB8         Min   6.986E-10 
         ~99       COMB9         Max   4.197E-10 
         ~99       COMB9         Min   4.197E-10 
         ~99      COMB10         Max   9.514E-09 
         ~99      COMB10         Min   9.514E-09 
         ~99      COMB11         Max   7.067E-10 
         ~99      COMB11         Min   7.067E-10 
         ~99      COMB12         Max   9.801E-09 
         ~99      COMB12         Min   9.801E-09 
         ~99      COMB13         Max   6.964E-08 
         ~99      COMB13         Min  -6.791E-08 
         ~99      COMB14         Max   7.316E-08 
         ~99      COMB14         Min  -7.144E-08 
         ~99         INV         Max   7.316E-08 
         ~99         INV         Min  -7.144E-08 
        ~100          PP              -1.657E-10 
        ~100        PERM              -3.790E-10 
        ~100        NEVE              -2.593E-10 
        ~100      VENTOX               1.061E-09 
        ~100      VENTOY              -5.575E-09 
        ~100      SISMAX         Max   1.459E-07 
        ~100      SISMAY         Max   1.931E-07 
        ~100        TERM               3.822E-10 
        ~100       COMB1         Max  -1.625E-10 
        ~100       COMB1         Min  -1.625E-10 
        ~100       COMB2         Max  -4.218E-10 
        ~100       COMB2         Min  -4.218E-10 
        ~100       COMB3         Max   8.981E-10 
        ~100       COMB3         Min   8.981E-10 
        ~100       COMB4         Max  -5.737E-09 
        ~100       COMB4         Min  -5.737E-09 
        ~100       COMB5         Max   6.388E-10 
        ~100       COMB5         Min   6.388E-10 
        ~100       COMB6         Max  -5.997E-09 
        ~100       COMB6         Min  -5.997E-09 
        ~100       COMB7         Max  -9.269E-10 
        ~100       COMB7         Min  -9.269E-10 
        ~100       COMB8         Max  -1.186E-09 
        ~100       COMB8         Min  -1.186E-09 
        ~100       COMB9         Max   1.337E-10 
        ~100       COMB9         Min   1.337E-10 
        ~100      COMB10         Max  -6.502E-09 
        ~100      COMB10         Min  -6.502E-09 
        ~100      COMB11         Max  -1.257E-10 
        ~100      COMB11         Min  -1.257E-10 
        ~100      COMB12         Max  -6.761E-09 
        ~100      COMB12         Min  -6.761E-09 
        ~100      COMB13         Max   1.451E-07 
        ~100      COMB13         Min  -1.467E-07 
        ~100      COMB14         Max   1.923E-07 
        ~100      COMB14         Min  -1.939E-07 
        ~100         INV         Max   1.923E-07 
        ~100         INV         Min  -1.939E-07 
        ~101          PP               1.917E-10 
        ~101        PERM               5.406E-10 
        ~101        NEVE               3.699E-10 
        ~101      VENTOX               4.784E-10 
        ~101      VENTOY              -1.273E-08 
        ~101      SISMAX         Max   1.421E-07 
        ~101      SISMAY         Max   1.613E-07 
        ~101        TERM               4.448E-10 
        ~101       COMB1         Max   1.177E-09 
        ~101       COMB1         Min   1.177E-09 
        ~101       COMB2         Max   1.547E-09 
        ~101       COMB2         Min   1.547E-09 
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        ~101       COMB3         Max   1.656E-09 
        ~101       COMB3         Min   1.656E-09 
        ~101       COMB4         Max  -1.155E-08 
        ~101       COMB4         Min  -1.155E-08 
        ~101       COMB5         Max   2.025E-09 
        ~101       COMB5         Min   2.025E-09 
        ~101       COMB6         Max  -1.118E-08 
        ~101       COMB6         Min  -1.118E-08 
        ~101       COMB7         Max   2.875E-10 
        ~101       COMB7         Min   2.875E-10 
        ~101       COMB8         Max   6.574E-10 
        ~101       COMB8         Min   6.574E-10 
        ~101       COMB9         Max   7.659E-10 
        ~101       COMB9         Min   7.659E-10 
        ~101      COMB10         Max  -1.244E-08 
        ~101      COMB10         Min  -1.244E-08 
        ~101      COMB11         Max   1.136E-09 
        ~101      COMB11         Min   1.136E-09 
        ~101      COMB12         Max  -1.207E-08 
        ~101      COMB12         Min  -1.207E-08 
        ~101      COMB13         Max   1.432E-07 
        ~101      COMB13         Min  -1.409E-07 
        ~101      COMB14         Max   1.624E-07 
        ~101      COMB14         Min  -1.602E-07 
        ~101         INV         Max   1.624E-07 
        ~101         INV         Min  -1.602E-07 
        ~102          PP              -1.482E-10 
        ~102        PERM              -3.655E-10 
        ~102        NEVE              -2.501E-10 
        ~102      VENTOX               5.049E-10 
        ~102      VENTOY               6.592E-09 
        ~102      SISMAX         Max   6.684E-08 
        ~102      SISMAY         Max   1.062E-07 
        ~102        TERM               1.111E-10 
        ~102       COMB1         Max  -4.026E-10 
        ~102       COMB1         Min  -4.026E-10 
        ~102       COMB2         Max  -6.527E-10 
        ~102       COMB2         Min  -6.527E-10 
        ~102       COMB3         Max   1.023E-10 
        ~102       COMB3         Min   1.023E-10 
        ~102       COMB4         Max   6.189E-09 
        ~102       COMB4         Min   6.189E-09 
        ~102       COMB5         Max  -1.477E-10 
        ~102       COMB5         Min  -1.477E-10 
        ~102       COMB6         Max   5.939E-09 
        ~102       COMB6         Min   5.939E-09 
        ~102       COMB7         Max  -6.248E-10 
        ~102       COMB7         Min  -6.248E-10 
        ~102       COMB8         Max  -8.749E-10 
        ~102       COMB8         Min  -8.749E-10 
        ~102       COMB9         Max  -1.199E-10 
        ~102       COMB9         Min  -1.199E-10 
        ~102      COMB10         Max   5.967E-09 
        ~102      COMB10         Min   5.967E-09 
        ~102      COMB11         Max  -3.700E-10 
        ~102      COMB11         Min  -3.700E-10 
        ~102      COMB12         Max   5.717E-09 
        ~102      COMB12         Min   5.717E-09 
        ~102      COMB13         Max   6.607E-08 
        ~102      COMB13         Min  -6.760E-08 
        ~102      COMB14         Max   1.055E-07 
        ~102      COMB14         Min  -1.070E-07 
        ~102         INV         Max   1.055E-07 
        ~102         INV         Min  -1.070E-07 
        ~103          PP              -1.569E-10 
        ~103        PERM              -4.194E-10 
        ~103        NEVE              -2.870E-10 
        ~103      VENTOX              -8.056E-12 
        ~103      VENTOY               8.993E-09 
        ~103      SISMAX         Max   6.877E-08 
        ~103      SISMAY         Max   7.230E-08 
        ~103        TERM              -1.646E-10 
        ~103       COMB1         Max  -7.408E-10 
        ~103       COMB1         Min  -7.408E-10 
        ~103       COMB2         Max  -1.028E-09 
        ~103       COMB2         Min  -1.028E-09 
        ~103       COMB3         Max  -7.489E-10 
        ~103       COMB3         Min  -7.489E-10 
        ~103       COMB4         Max   8.252E-09 
        ~103       COMB4         Min   8.252E-09 
        ~103       COMB5         Max  -1.036E-09 
        ~103       COMB5         Min  -1.036E-09 
        ~103       COMB6         Max   7.965E-09 
        ~103       COMB6         Min   7.965E-09 
        ~103       COMB7         Max  -4.117E-10 
        ~103       COMB7         Min  -4.117E-10 
        ~103       COMB8         Max  -6.986E-10 
        ~103       COMB8         Min  -6.986E-10 
        ~103       COMB9         Max  -4.197E-10 
        ~103       COMB9         Min  -4.197E-10 
        ~103      COMB10         Max   8.581E-09 
        ~103      COMB10         Min   8.581E-09 
        ~103      COMB11         Max  -7.067E-10 
        ~103      COMB11         Min  -7.067E-10 
        ~103      COMB12         Max   8.294E-09 
        ~103      COMB12         Min   8.294E-09 
        ~103      COMB13         Max   6.791E-08 
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        ~103      COMB13         Min  -6.964E-08 
        ~103      COMB14         Max   7.143E-08 
        ~103      COMB14         Min  -7.316E-08 
        ~103         INV         Max   7.143E-08 
        ~103         INV         Min  -7.316E-08 
        ~104          PP               1.657E-10 
        ~104        PERM               3.790E-10 
        ~104        NEVE               2.593E-10 
        ~104      VENTOX              -1.061E-09 
        ~104      VENTOY              -5.528E-09 
        ~104      SISMAX         Max   1.459E-07 
        ~104      SISMAY         Max   1.931E-07 
        ~104        TERM              -3.822E-10 
        ~104       COMB1         Max   1.625E-10 
        ~104       COMB1         Min   1.625E-10 
        ~104       COMB2         Max   4.218E-10 
        ~104       COMB2         Min   4.218E-10 
        ~104       COMB3         Max  -8.981E-10 
        ~104       COMB3         Min  -8.981E-10 
        ~104       COMB4         Max  -5.366E-09 
        ~104       COMB4         Min  -5.366E-09 
        ~104       COMB5         Max  -6.388E-10 
        ~104       COMB5         Min  -6.388E-10 
        ~104       COMB6         Max  -5.106E-09 
        ~104       COMB6         Min  -5.106E-09 
        ~104       COMB7         Max   9.269E-10 
        ~104       COMB7         Min   9.269E-10 
        ~104       COMB8         Max   1.186E-09 
        ~104       COMB8         Min   1.186E-09 
        ~104       COMB9         Max  -1.337E-10 
        ~104       COMB9         Min  -1.337E-10 
        ~104      COMB10         Max  -4.601E-09 
        ~104      COMB10         Min  -4.601E-09 
        ~104      COMB11         Max   1.257E-10 
        ~104      COMB11         Min   1.257E-10 
        ~104      COMB12         Max  -4.342E-09 
        ~104      COMB12         Min  -4.342E-09 
        ~104      COMB13         Max   1.467E-07 
        ~104      COMB13         Min  -1.451E-07 
        ~104      COMB14         Max   1.939E-07 
        ~104      COMB14         Min  -1.923E-07 
        ~104         INV         Max   1.939E-07 
        ~104         INV         Min  -1.923E-07 
 
 
Table: Joint Reactions, Part 1 of 2 
 
       Joint  OutputCase    CaseType    StepType          F1          F2          F3          M1          M2 
        Text        Text        Text        Text          KN          KN          KN        KN-m        KN-m 
 
           1          PP   LinStatic                   0.247       2.244      12.359     33.8915     62.0303 
           1        PERM   LinStatic                   0.015       3.663       3.375     -6.7996     16.2651 
           1        NEVE   LinStatic                   0.010       2.506       1.454     -4.6524     11.2027 
           1      VENTOX   LinStatic                   0.347      -0.617      -0.356      1.1452     -1.4079 
           1      VENTOY   LinStatic                   0.325      -6.708      -0.403     13.7308     -3.0239 
           1      SISMAX LinRespSpec         Max       5.999       0.038       0.040   1.485E-05     22.9420 
           1      SISMAY LinRespSpec         Max       1.092       8.174       0.143     21.6911      1.7273 
           1        TERM   LinStatic                   6.048       1.677       0.014     -4.5913     23.0365 
           1       COMB1 Combination         Max       6.310       7.584      15.748     22.5005    101.3319 
           1       COMB1 Combination         Min       6.310       7.584      15.748     22.5005    101.3319 
           1       COMB2 Combination         Max       6.320      10.090      17.202     17.8481    112.5346 
           1       COMB2 Combination         Min       6.320      10.090      17.202     17.8481    112.5346 
           1       COMB3 Combination         Max       6.656       6.967      15.392     23.6457     99.9240 
           1       COMB3 Combination         Min       6.656       6.967      15.392     23.6457     99.9240 
           1       COMB4 Combination         Max       6.635       0.876      15.345     36.2313     98.3080 
           1       COMB4 Combination         Min       6.635       0.876      15.345     36.2313     98.3080 
           1       COMB5 Combination         Max       6.666       9.473      16.846     18.9933    111.1268 
           1       COMB5 Combination         Min       6.666       9.473      16.846     18.9933    111.1268 
           1       COMB6 Combination         Max       6.645       3.382      16.799     31.5789    109.5107 
           1       COMB6 Combination         Min       6.645       3.382      16.799     31.5789    109.5107 
           1       COMB7 Combination         Max      -5.786       4.231      15.720     31.6832     55.2589 
           1       COMB7 Combination         Min      -5.786       4.231      15.720     31.6832     55.2589 
           1       COMB8 Combination         Max      -5.776       6.737      17.174     27.0308     66.4617 
           1       COMB8 Combination         Min      -5.776       6.737      17.174     27.0308     66.4617 
           1       COMB9 Combination         Max      -5.440       3.614      15.364     32.8284     53.8510 
           1       COMB9 Combination         Min      -5.440       3.614      15.364     32.8284     53.8510 
           1      COMB10 Combination         Max      -5.461      -2.478      15.317     45.4140     52.2350 
           1      COMB10 Combination         Min      -5.461      -2.478      15.317     45.4140     52.2350 
           1      COMB11 Combination         Max      -5.430       6.120      16.818     28.1760     65.0538 
           1      COMB11 Combination         Min      -5.430       6.120      16.818     28.1760     65.0538 
           1      COMB12 Combination         Max      -5.451       0.029      16.771     40.7616     63.4378 
           1      COMB12 Combination         Min      -5.451       0.029      16.771     40.7616     63.4378 
           1      COMB13 Combination         Max       6.271       8.452      17.228     22.4395    112.4401 
           1      COMB13 Combination         Min      -5.727       8.375      17.148     22.4394     66.5562 
           1      COMB14 Combination         Max       1.364      16.588      17.330     44.1305     91.2254 
           1      COMB14 Combination         Min      -0.820       0.240      17.045      0.7484     87.7709 
           1         INV Combination         Max       6.666      16.588      17.330     45.4140    112.5346 
           1         INV Combination         Min      -5.786      -2.478      15.317      0.7484     52.2350 
           2          PP   LinStatic                   0.046       0.419      24.621     -0.7827     53.3102 
           2        PERM   LinStatic                   0.047       0.937       6.724     -1.7502     12.8643 
           2        NEVE   LinStatic                   0.032       0.641       2.890     -1.1975      8.8019 
           2      VENTOX   LinStatic                   0.198      -0.158      -0.708      0.2948     -0.8054 
           2      VENTOY   LinStatic                   0.184      -5.191      -0.799      6.5997     -3.7779 
           2      SISMAX LinRespSpec         Max       4.036       0.092       0.063   6.821E-06     23.1900 
           2      SISMAY LinRespSpec         Max       0.664       2.076       0.279      4.2508      4.2360 
           2        TERM   LinStatic                   2.940       0.328       0.011     -0.9316     20.7147 
           2       COMB1 Combination         Max       3.032       1.685      31.356     -3.4645     86.8892 
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           2       COMB1 Combination         Min       3.032       1.685      31.356     -3.4645     86.8892 
           2       COMB2 Combination         Max       3.064       2.326      34.246     -4.6620     95.6911 
           2       COMB2 Combination         Min       3.064       2.326      34.246     -4.6620     95.6911 
           2       COMB3 Combination         Max       3.230       1.527      30.647     -3.1697     86.0838 
           2       COMB3 Combination         Min       3.230       1.527      30.647     -3.1697     86.0838 
           2       COMB4 Combination         Max       3.216      -3.507      30.556      3.1352     83.1114 
           2       COMB4 Combination         Min       3.216      -3.507      30.556      3.1352     83.1114 
           2       COMB5 Combination         Max       3.262       2.168      33.537     -4.3672     94.8857 
           2       COMB5 Combination         Min       3.262       2.168      33.537     -4.3672     94.8857 
           2       COMB6 Combination         Max       3.248      -2.865      33.446      1.9377     91.9133 
           2       COMB6 Combination         Min       3.248      -2.865      33.446      1.9377     91.9133 
           2       COMB7 Combination         Max      -2.847       1.028      31.333     -1.6013     45.4598 
           2       COMB7 Combination         Min      -2.847       1.028      31.333     -1.6013     45.4598 
           2       COMB8 Combination         Max      -2.815       1.670      34.223     -2.7989     54.2617 
           2       COMB8 Combination         Min      -2.815       1.670      34.223     -2.7989     54.2617 
           2       COMB9 Combination         Max      -2.649       0.871      30.625     -1.3066     44.6544 
           2       COMB9 Combination         Min      -2.649       0.871      30.625     -1.3066     44.6544 
           2      COMB10 Combination         Max      -2.663      -4.163      30.534      4.9983     41.6819 
           2      COMB10 Combination         Min      -2.663      -4.163      30.534      4.9983     41.6819 
           2      COMB11 Combination         Max      -2.617       1.512      33.515     -2.5041     53.4563 
           2      COMB11 Combination         Min      -2.617       1.512      33.515     -2.5041     53.4563 
           2      COMB12 Combination         Max      -2.631      -3.522      33.424      3.8008     50.4838 
           2      COMB12 Combination         Min      -2.631      -3.522      33.424      3.8008     50.4838 
           2      COMB13 Combination         Max       4.160       2.089      34.297     -3.7304     98.1664 
           2      COMB13 Combination         Min      -3.911       1.906      34.172     -3.7304     51.7864 
           2      COMB14 Combination         Max       0.789       4.074      34.514      0.5203     79.2124 
           2      COMB14 Combination         Min      -0.540      -0.078      33.955     -7.9812     70.7404 
           2         INV Combination         Max       4.160       4.074      34.514      4.9983     98.1664 
           2         INV Combination         Min      -3.911      -4.163      30.534     -7.9812     41.6819 
           3          PP   LinStatic               7.450E-03       2.199      24.601     33.9750     53.5333 
           3        PERM   LinStatic                   0.058       6.275       6.722    -11.6507     13.2876 
           3        NEVE   LinStatic                   0.040       4.293       2.889     -7.9715      9.0915 
           3      VENTOX   LinStatic                   0.344      -1.057      -0.709      1.9622     -0.6628 
           3      VENTOY   LinStatic                   0.319      -9.361      -0.797     16.8503     -4.1605 
           3      SISMAX LinRespSpec         Max       6.331       0.101       0.048   3.321E-05     26.8050 
           3      SISMAY LinRespSpec         Max       1.101       8.046       0.273     20.9468      5.6456 
           3        TERM   LinStatic                   3.993       1.652  -1.150E-03     -4.5460     18.9224 
           3       COMB1 Combination         Max       4.059      10.126      31.321     17.7784     85.7433 
           3       COMB1 Combination         Min       4.059      10.126      31.321     17.7784     85.7433 
           3       COMB2 Combination         Max       4.099      14.419      34.210      9.8068     94.8348 
           3       COMB2 Combination         Min       4.099      14.419      34.210      9.8068     94.8348 
           3       COMB3 Combination         Max       4.403       9.069      30.613     19.7406     85.0805 
           3       COMB3 Combination         Min       4.403       9.069      30.613     19.7406     85.0805 
           3       COMB4 Combination         Max       4.378       0.765      30.525     34.6287     81.5828 
           3       COMB4 Combination         Min       4.378       0.765      30.525     34.6287     81.5828 
           3       COMB5 Combination         Max       4.443      13.363      33.501     11.7690     94.1720 
           3       COMB5 Combination         Min       4.443      13.363      33.501     11.7690     94.1720 
           3       COMB6 Combination         Max       4.418       5.059      33.413     26.6572     90.6743 
           3       COMB6 Combination         Min       4.418       5.059      33.413     26.6572     90.6743 
           3       COMB7 Combination         Max      -3.927       6.821      31.324     26.8704     47.8985 
           3       COMB7 Combination         Min      -3.927       6.821      31.324     26.8704     47.8985 
           3       COMB8 Combination         Max      -3.887      11.115      34.212     18.8988     56.9899 
           3       COMB8 Combination         Min      -3.887      11.115      34.212     18.8988     56.9899 
           3       COMB9 Combination         Max      -3.583       5.765      30.615     28.8326     47.2356 
           3       COMB9 Combination         Min      -3.583       5.765      30.615     28.8326     47.2356 
           3      COMB10 Combination         Max      -3.608      -2.539      30.527     43.7207     43.7380 
           3      COMB10 Combination         Min      -3.608      -2.539      30.527     43.7207     43.7380 
           3      COMB11 Combination         Max      -3.543      10.058      33.504     20.8610     56.3271 
           3      COMB11 Combination         Min      -3.543      10.058      33.504     20.8610     56.3271 
           3      COMB12 Combination         Max      -3.568       1.754      33.416     35.7492     52.8294 
           3      COMB12 Combination         Min      -3.568       1.754      33.416     35.7492     52.8294 
           3      COMB13 Combination         Max       6.437      12.868      34.259     14.3529    102.7174 
           3      COMB13 Combination         Min      -6.225      12.666      34.163     14.3528     49.1074 
           3      COMB14 Combination         Max       1.207      20.813      34.484     35.2997     81.5580 
           3      COMB14 Combination         Min      -0.995       4.721      33.938     -6.5940     70.2667 
           3         INV Combination         Max       6.437      20.813      34.484     43.7207    102.7174 
           3         INV Combination         Min      -6.225      -2.539      30.525     -6.5940     43.7380 
           4          PP   LinStatic               1.167E-03       0.415      24.503     -0.7742     56.6307 
           4        PERM   LinStatic                   0.022       1.208       6.695     -2.2536     19.1315 
           4        NEVE   LinStatic                   0.015       0.827       2.870     -1.5419     13.0900 
           4      VENTOX   LinStatic                   0.203      -0.203      -0.705      0.3796     -2.1237 
           4      VENTOY   LinStatic                   0.188      -5.251      -0.788      6.7138     -6.1259 
           4      SISMAX LinRespSpec         Max       3.910       0.097       0.037   4.060E-06     18.7097 
           4      SISMAY LinRespSpec         Max       0.655       2.455       0.262      4.0875      9.0429 
           4        TERM   LinStatic                   1.699       0.326  -8.069E-03     -0.9270      9.6481 
           4       COMB1 Combination         Max       1.722       1.949      31.190     -3.9548     85.4103 
           4       COMB1 Combination         Min       1.722       1.949      31.190     -3.9548     85.4103 
           4       COMB2 Combination         Max       1.737       2.776      34.060     -5.4967     98.5002 
           4       COMB2 Combination         Min       1.737       2.776      34.060     -5.4967     98.5002 
           4       COMB3 Combination         Max       1.925       1.746      30.485     -3.5752     83.2866 
           4       COMB3 Combination         Min       1.925       1.746      30.485     -3.5752     83.2866 
           4       COMB4 Combination         Max       1.911      -3.302      30.401      2.7590     79.2844 
           4       COMB4 Combination         Min       1.911      -3.302      30.401      2.7590     79.2844 
           4       COMB5 Combination         Max       1.940       2.572      33.355     -5.1172     96.3766 
           4       COMB5 Combination         Min       1.940       2.572      33.355     -5.1172     96.3766 
           4       COMB6 Combination         Max       1.926      -2.475      33.271      1.2171     92.3744 
           4       COMB6 Combination         Min       1.926      -2.475      33.271      1.2171     92.3744 
           4       COMB7 Combination         Max      -1.676       1.297      31.206     -2.1008     66.1141 
           4       COMB7 Combination         Min      -1.676       1.297      31.206     -2.1008     66.1141 
           4       COMB8 Combination         Max      -1.661       2.124      34.076     -3.6427     79.2040 
           4       COMB8 Combination         Min      -1.661       2.124      34.076     -3.6427     79.2040 
           4       COMB9 Combination         Max      -1.474       1.094      30.501     -1.7212     63.9904 
           4       COMB9 Combination         Min      -1.474       1.094      30.501     -1.7212     63.9904 
           4      COMB10 Combination         Max      -1.488      -3.954      30.417      4.6130     59.9882 
           4      COMB10 Combination         Min      -1.488      -3.954      30.417      4.6130     59.9882 
           4      COMB11 Combination         Max      -1.459       1.920      33.371     -3.2632     77.0803 
           4      COMB11 Combination         Min      -1.459       1.920      33.371     -3.2632     77.0803 
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           4      COMB12 Combination         Max      -1.473      -3.127      33.287      3.0711     73.0782 
           4      COMB12 Combination         Min      -1.473      -3.127      33.287      3.0711     73.0782 
           4      COMB13 Combination         Max       3.948       2.547      34.105     -4.5697    107.5618 
           4      COMB13 Combination         Min      -3.872       2.353      34.031     -4.5697     70.1424 
           4      COMB14 Combination         Max       0.693       4.905      34.330     -0.4822     97.8950 
           4      COMB14 Combination         Min      -0.617  -5.234E-03      33.806     -8.6572     79.8093 
           4         INV Combination         Max       3.948       4.905      34.330      4.6130    107.5618 
           4         INV Combination         Min      -3.872      -3.954      30.401     -8.6572     59.9882 
           5          PP   LinStatic               5.945E-03       2.195      24.476     33.9829     57.5320 
           5        PERM   LinStatic                   0.029       6.518       6.680    -12.1027     26.8333 
           5        NEVE   LinStatic                   0.020       4.460       2.860     -8.2808     18.3596 
           5      VENTOX   LinStatic                   0.349      -1.098      -0.703      2.0385     -3.0717 
           5      VENTOY   LinStatic                   0.326      -9.358      -0.782     16.7930     -7.7199 
           5      SISMAX LinRespSpec         Max       6.273       0.130       0.027   1.477E-04     24.5848 
           5      SISMAY LinRespSpec         Max       1.098       7.712       0.250     19.9377     10.5117 
           5        TERM   LinStatic                   1.843       1.650      -0.013     -4.5422      7.9482 
           5       COMB1 Combination         Max       1.878      10.364      31.143     17.3380     92.3135 
           5       COMB1 Combination         Min       1.878      10.364      31.143     17.3380     92.3135 
           5       COMB2 Combination         Max       1.898      14.823      34.003      9.0572    110.6731 
           5       COMB2 Combination         Min       1.898      14.823      34.003      9.0572    110.6731 
           5       COMB3 Combination         Max       2.227       9.266      30.440     19.3765     89.2418 
           5       COMB3 Combination         Min       2.227       9.266      30.440     19.3765     89.2418 
           5       COMB4 Combination         Max       2.204       1.005      30.361     34.1310     84.5936 
           5       COMB4 Combination         Min       2.204       1.005      30.361     34.1310     84.5936 
           5       COMB5 Combination         Max       2.247      13.726      33.300     11.0957    107.6014 
           5       COMB5 Combination         Min       2.247      13.726      33.300     11.0957    107.6014 
           5       COMB6 Combination         Max       2.224       5.465      33.221     25.8502    102.9532 
           5       COMB6 Combination         Min       2.224       5.465      33.221     25.8502    102.9532 
           5       COMB7 Combination         Max      -1.808       7.063      31.169     26.4224     76.4172 
           5       COMB7 Combination         Min      -1.808       7.063      31.169     26.4224     76.4172 
           5       COMB8 Combination         Max      -1.788      11.523      34.028     18.1416     94.7768 
           5       COMB8 Combination         Min      -1.788      11.523      34.028     18.1416     94.7768 
           5       COMB9 Combination         Max      -1.459       5.965      30.466     28.4609     73.3454 
           5       COMB9 Combination         Min      -1.459       5.965      30.466     28.4609     73.3454 
           5      COMB10 Combination         Max      -1.482      -2.295      30.387     43.2154     68.6973 
           5      COMB10 Combination         Min      -1.482      -2.295      30.387     43.2154     68.6973 
           5      COMB11 Combination         Max      -1.439      10.425      33.325     20.1801     91.7051 
           5      COMB11 Combination         Min      -1.439      10.425      33.325     20.1801     91.7051 
           5      COMB12 Combination         Max      -1.462       2.165      33.246     34.9346     87.0569 
           5      COMB12 Combination         Min      -1.462       2.165      33.246     34.9346     87.0569 
           5      COMB13 Combination         Max       6.327      13.303      34.042     13.5996    127.3097 
           5      COMB13 Combination         Min      -6.218      13.043      33.989     13.5993     78.1401 
           5      COMB14 Combination         Max       1.153      20.885      34.266     33.5371    113.2366 
           5      COMB14 Combination         Min      -1.043       5.462      33.765     -6.3383     92.2133 
           5         INV Combination         Max       6.327      20.885      34.266     43.2154    127.3097 
           5         INV Combination         Min      -6.218      -2.295      30.361     -6.3383     68.6973 
           6          PP   LinStatic               4.825E-03       0.414      24.376     -0.7729     58.2743 
           6        PERM   LinStatic                   0.014       1.232       6.636     -2.2976     34.5095 
           6        NEVE   LinStatic               9.885E-03       0.843       2.830     -1.5721     23.6118 
           6      VENTOX   LinStatic                   0.204      -0.208      -0.696      0.3870     -4.7414 
           6      VENTOY   LinStatic                   0.191      -5.230      -0.770      6.6493    -10.0290 
           6      SISMAX LinRespSpec         Max       3.945       0.163       0.017   8.542E-05     18.1384 
           6      SISMAY LinRespSpec         Max       0.649       2.384       0.234      3.8339     13.9525 
           6        TERM   LinStatic                   0.448       0.326      -0.015     -0.9267      2.6248 
           6       COMB1 Combination         Max       0.468       1.972      30.997     -3.9973     95.4086 
           6       COMB1 Combination         Min       0.468       1.972      30.997     -3.9973     95.4086 
           6       COMB2 Combination         Max       0.478       2.815      33.827     -5.5693    119.0204 
           6       COMB2 Combination         Min       0.478       2.815      33.827     -5.5693    119.0204 
           6       COMB3 Combination         Max       0.672       1.765      30.301     -3.6102     90.6672 
           6       COMB3 Combination         Min       0.672       1.765      30.301     -3.6102     90.6672 
           6       COMB4 Combination         Max       0.658      -3.258      30.227      2.6521     85.3797 
           6       COMB4 Combination         Min       0.658      -3.258      30.227      2.6521     85.3797 
           6       COMB5 Combination         Max       0.681       2.608      33.130     -5.1823    114.2790 
           6       COMB5 Combination         Min       0.681       2.608      33.130     -5.1823    114.2790 
           6       COMB6 Combination         Max       0.668      -2.415      33.057      1.0800    108.9914 
           6       COMB6 Combination         Min       0.668      -2.415      33.057      1.0800    108.9914 
           6       COMB7 Combination         Max      -0.429       1.321      31.027     -2.1438     90.1590 
           6       COMB7 Combination         Min      -0.429       1.321      31.027     -2.1438     90.1590 
           6       COMB8 Combination         Max      -0.419       2.164      33.857     -3.7158    113.7708 
           6       COMB8 Combination         Min      -0.419       2.164      33.857     -3.7158    113.7708 
           6       COMB9 Combination         Max      -0.225       1.113      30.331     -1.7567     85.4176 
           6       COMB9 Combination         Min      -0.225       1.113      30.331     -1.7567     85.4176 
           6      COMB10 Combination         Max      -0.239      -3.909      30.258      4.5056     80.1301 
           6      COMB10 Combination         Min      -0.239      -3.909      30.258      4.5056     80.1301 
           6      COMB11 Combination         Max      -0.215       1.956      33.161     -3.3288    109.0294 
           6      COMB11 Combination         Min      -0.215       1.956      33.161     -3.3288    109.0294 
           6      COMB12 Combination         Max      -0.229      -3.066      33.087      2.9335    103.7418 
           6      COMB12 Combination         Min      -0.229      -3.066      33.087      2.9335    103.7418 
           6      COMB13 Combination         Max       3.975       2.652      33.858     -4.6425    134.5340 
           6      COMB13 Combination         Min      -3.916       2.327      33.825     -4.6426     98.2572 
           6      COMB14 Combination         Max       0.678       4.873      34.076     -0.8087    130.3481 
           6      COMB14 Combination         Min      -0.620       0.106      33.608     -8.4764    102.4431 
           6         INV Combination         Max       3.975       4.873      34.076      4.5056    134.5340 
           6         INV Combination         Min      -3.916      -3.909      30.227     -8.4764     80.1301 
           7          PP   LinStatic               7.338E-03       2.192      24.348     33.9889     59.5981 
           7        PERM   LinStatic                   0.020       6.523       6.604    -12.1106     42.5103 
           7        NEVE   LinStatic                   0.014       4.463       2.808     -8.2862     29.0860 
           7      VENTOX   LinStatic                   0.351      -1.099      -0.691      2.0401     -5.7057 
           7      VENTOY   LinStatic                   0.329      -9.130      -0.759     16.1774    -11.6717 
           7      SISMAX LinRespSpec         Max       6.196       0.207   6.671E-03   4.627E-04     24.2712 
           7      SISMAY LinRespSpec         Max       1.116       7.135       0.217     18.3573     15.3627 
           7        TERM   LinStatic                  -0.302       1.651      -0.016     -4.5429     -1.0123 
           7       COMB1 Combination         Max      -0.275      10.365      30.935     17.3354    101.0962 
           7       COMB1 Combination         Min      -0.275      10.365      30.935     17.3354    101.0962 
           7       COMB2 Combination         Max      -0.262      14.828      33.743      9.0492    130.1822 
           7       COMB2 Combination         Min      -0.262      14.828      33.743      9.0492    130.1822 
           7       COMB3 Combination         Max       0.076       9.266      30.244     19.3754     95.3905 
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           7       COMB3 Combination         Min       0.076       9.266      30.244     19.3754     95.3905 
           7       COMB4 Combination         Max       0.054       1.235      30.177     33.5127     89.4245 
           7       COMB4 Combination         Min       0.054       1.235      30.177     33.5127     89.4245 
           7       COMB5 Combination         Max       0.090      13.729      33.052     11.0893    124.4765 
           7       COMB5 Combination         Min       0.090      13.729      33.052     11.0893    124.4765 
           7       COMB6 Combination         Max       0.068       5.698      32.984     25.2266    118.5105 
           7       COMB6 Combination         Min       0.068       5.698      32.984     25.2266    118.5105 
           7       COMB7 Combination         Max       0.329       7.064      30.968     26.4213    103.1208 
           7       COMB7 Combination         Min       0.329       7.064      30.968     26.4213    103.1208 
           7       COMB8 Combination         Max       0.343      11.527      33.775     18.1351    132.2068 
           7       COMB8 Combination         Min       0.343      11.527      33.775     18.1351    132.2068 
           7       COMB9 Combination         Max       0.681       5.965      30.276     28.4613     97.4150 
           7       COMB9 Combination         Min       0.681       5.965      30.276     28.4613     97.4150 
           7      COMB10 Combination         Max       0.659      -2.066      30.209     42.5986     91.4491 
           7      COMB10 Combination         Min       0.659      -2.066      30.209     42.5986     91.4491 
           7      COMB11 Combination         Max       0.694      10.428      33.084     20.1752    126.5011 
           7      COMB11 Combination         Min       0.694      10.428      33.084     20.1752    126.5011 
           7      COMB12 Combination         Max       0.672       2.397      33.016     34.3125    120.5351 
           7      COMB12 Combination         Min       0.672       2.397      33.016     34.3125    120.5351 
           7      COMB13 Combination         Max       6.237      13.384      33.766     13.5926    155.4657 
           7      COMB13 Combination         Min      -6.155      12.970      33.753     13.5917    106.9233 
           7      COMB14 Combination         Max       1.156      20.312      33.976     31.9494    146.5572 
           7      COMB14 Combination         Min      -1.075       6.043      33.542     -4.7652    115.8318 
           7         INV Combination         Max       6.237      20.312      33.976     42.5986    155.4657 
           7         INV Combination         Min      -6.155      -2.066      30.177     -4.7652     89.4245 
           8          PP   LinStatic               4.873E-03       0.411      24.245     -0.7672     61.8603 
           8        PERM   LinStatic               8.178E-03       1.213       6.542     -2.2633     51.2367 
           8        NEVE   LinStatic               5.596E-03       0.830       2.766     -1.5486     35.0567 
           8      VENTOX   LinStatic                   0.205      -0.205      -0.682      0.3812     -7.5175 
           8      VENTOY   LinStatic                   0.193      -5.160      -0.742      6.4717    -14.1229 
           8      SISMAX LinRespSpec         Max       3.985       0.266   3.454E-03   9.285E-05     17.8115 
           8      SISMAY LinRespSpec         Max       0.644       2.261       0.196      3.4690     18.7233 
           8        TERM   LinStatic                  -0.801       0.327      -0.015     -0.9282     -3.9918 
           8       COMB1 Combination         Max      -0.788       1.951      30.772     -3.9588    109.1052 
           8       COMB1 Combination         Min      -0.788       1.951      30.772     -3.9588    109.1052 
           8       COMB2 Combination         Max      -0.782       2.782      33.538     -5.5073    144.1619 
           8       COMB2 Combination         Min      -0.782       2.782      33.538     -5.5073    144.1619 
           8       COMB3 Combination         Max      -0.583       1.747      30.091     -3.5775    101.5877 
           8       COMB3 Combination         Min      -0.583       1.747      30.091     -3.5775    101.5877 
           8       COMB4 Combination         Max      -0.595      -3.209      30.030      2.5129     94.9823 
           8       COMB4 Combination         Min      -0.595      -3.209      30.030      2.5129     94.9823 
           8       COMB5 Combination         Max      -0.577       2.577      32.857     -5.1261    136.6444 
           8       COMB5 Combination         Min      -0.577       2.577      32.857     -5.1261    136.6444 
           8       COMB6 Combination         Max      -0.590      -2.379      32.796      0.9643    130.0390 
           8       COMB6 Combination         Min      -0.590      -2.379      32.796      0.9643    130.0390 
           8       COMB7 Combination         Max       0.814       1.298      30.802     -2.1023    117.0887 
           8       COMB7 Combination         Min       0.814       1.298      30.802     -2.1023    117.0887 
           8       COMB8 Combination         Max       0.820       2.128      33.568     -3.6509    152.1454 
           8       COMB8 Combination         Min       0.820       2.128      33.568     -3.6509    152.1454 
           8       COMB9 Combination         Max       1.019       1.094      30.120     -1.7211    109.5712 
           8       COMB9 Combination         Min       1.019       1.094      30.120     -1.7211    109.5712 
           8      COMB10 Combination         Max       1.007      -3.862      30.060      4.3694    102.9658 
           8      COMB10 Combination         Min       1.007      -3.862      30.060      4.3694    102.9658 
           8      COMB11 Combination         Max       1.025       1.924      32.886     -3.2696    144.6279 
           8      COMB11 Combination         Min       1.025       1.924      32.886     -3.2696    144.6279 
           8      COMB12 Combination         Max       1.012      -3.032      32.826      2.8208    138.0225 
           8      COMB12 Combination         Min       1.012      -3.032      32.826      2.8208    138.0225 
           8      COMB13 Combination         Max       4.003       2.721      33.556     -4.5790    165.9652 
           8      COMB13 Combination         Min      -3.966       2.189      33.550     -4.5792    130.3422 
           8      COMB14 Combination         Max       0.663       4.716      33.749     -1.1101    166.8770 
           8      COMB14 Combination         Min      -0.625       0.194      33.357     -8.0481    129.4304 
           8         INV Combination         Max       4.003       4.716      33.749      4.3694    166.8770 
           8         INV Combination         Min      -3.966      -3.862      30.030     -8.0481     94.9823 
           9          PP   LinStatic                   0.011       2.163      24.212     34.0417     66.5785 
           9        PERM   LinStatic               2.433E-03       6.326       6.491    -11.7454     61.0028 
           9        NEVE   LinStatic               1.665E-03       4.328       2.731     -8.0363     41.7387 
           9      VENTOX   LinStatic                   0.354      -1.065      -0.674      1.9761     -8.7809 
           9      VENTOY   LinStatic                   0.335      -8.691      -0.727     15.0329    -15.8613 
           9      SISMAX LinRespSpec         Max       6.392       0.349       0.013      0.0041     24.4865 
           9      SISMAY LinRespSpec         Max       1.138       6.398       0.173     16.3004     19.7965 
           9        TERM   LinStatic                  -2.453       1.660      -0.012     -4.5595    -10.4517 
           9       COMB1 Combination         Max      -2.439      10.149      30.691     17.7368    117.1295 
           9       COMB1 Combination         Min      -2.439      10.149      30.691     17.7368    117.1295 
           9       COMB2 Combination         Max      -2.437      14.477      33.421      9.7005    158.8682 
           9       COMB2 Combination         Min      -2.437      14.477      33.421      9.7005    158.8682 
           9       COMB3 Combination         Max      -2.085       9.084      30.017     19.7128    108.3486 
           9       COMB3 Combination         Min      -2.085       9.084      30.017     19.7128    108.3486 
           9       COMB4 Combination         Max      -2.104       1.457      29.964     32.7696    101.2683 
           9       COMB4 Combination         Min      -2.104       1.457      29.964     32.7696    101.2683 
           9       COMB5 Combination         Max      -2.083      13.412      32.748     11.6765    150.0873 
           9       COMB5 Combination         Min      -2.083      13.412      32.748     11.6765    150.0873 
           9       COMB6 Combination         Max      -2.103       5.785      32.695     24.7333    143.0070 
           9       COMB6 Combination         Min      -2.103       5.785      32.695     24.7333    143.0070 
           9       COMB7 Combination         Max       2.466       6.829      30.714     26.8558    138.0330 
           9       COMB7 Combination         Min       2.466       6.829      30.714     26.8558    138.0330 
           9       COMB8 Combination         Max       2.468      11.157      33.445     18.8195    179.7717 
           9       COMB8 Combination         Min       2.468      11.157      33.445     18.8195    179.7717 
           9       COMB9 Combination         Max       2.820       5.765      30.041     28.8319    129.2521 
           9       COMB9 Combination         Min       2.820       5.765      30.041     28.8319    129.2521 
           9      COMB10 Combination         Max       2.801      -1.862      29.987     41.8887    122.1717 
           9      COMB10 Combination         Min       2.801      -1.862      29.987     41.8887    122.1717 
           9      COMB11 Combination         Max       2.822      10.093      32.771     20.7956    170.9908 
           9      COMB11 Combination         Min       2.822      10.093      32.771     20.7956    170.9908 
           9      COMB12 Combination         Max       2.802       2.466      32.718     33.8524    163.9105 
           9      COMB12 Combination         Min       2.802       2.466      32.718     33.8524    163.9105 
           9      COMB13 Combination         Max       6.407      13.166      33.446     14.2642    193.8064 
           9      COMB13 Combination         Min      -6.377      12.468      33.420     14.2559    144.8335 
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           9      COMB14 Combination         Max       1.154      19.215      33.606     30.5604    189.1165 
           9      COMB14 Combination         Min      -1.123       6.419      33.260     -2.0404    149.5235 
           9         INV Combination         Max       6.407      19.215      33.606     41.8887    193.8064 
           9         INV Combination         Min      -6.377      -1.862      29.964     -2.0404    101.2683 
          10          PP   LinStatic              -1.815E-03       0.380      24.098     -0.7097     74.1106 
          10        PERM   LinStatic                  -0.013       0.995       6.408     -1.8563     70.1384 
          10        NEVE   LinStatic              -8.590E-03       0.681       2.674     -1.2701     47.9894 
          10      VENTOX   LinStatic                   0.208      -0.167      -0.660      0.3113    -10.8445 
          10      VENTOY   LinStatic                   0.197      -5.015      -0.705      6.1465    -18.0600 
          10      SISMAX LinRespSpec         Max       4.000       0.469       0.024      0.0031     20.0909 
          10      SISMAY LinRespSpec         Max       0.643       2.077       0.147      3.0534     22.4358 
          10        TERM   LinStatic                  -2.054       0.336  -5.432E-03     -0.9468    -13.2676 
          10       COMB1 Combination         Max      -2.068       1.711      30.501     -3.5127    130.9814 
          10       COMB1 Combination         Min      -2.068       1.711      30.501     -3.5127    130.9814 
          10       COMB2 Combination         Max      -2.077       2.391      33.175     -4.7828    178.9708 
          10       COMB2 Combination         Min      -2.077       2.391      33.175     -4.7828    178.9708 
          10       COMB3 Combination         Max      -1.860       1.544      29.841     -3.2014    120.1369 
          10       COMB3 Combination         Min      -1.860       1.544      29.841     -3.2014    120.1369 
          10       COMB4 Combination         Max      -1.872      -3.304      29.796      2.6338    112.9214 
          10       COMB4 Combination         Min      -1.872      -3.304      29.796      2.6338    112.9214 
          10       COMB5 Combination         Max      -1.869       2.224      32.514     -4.4715    168.1263 
          10       COMB5 Combination         Min      -1.869       2.224      32.514     -4.4715    168.1263 
          10       COMB6 Combination         Max      -1.880      -2.623      32.469      1.3637    160.9108 
          10       COMB6 Combination         Min      -1.880      -2.623      32.469      1.3637    160.9108 
          10       COMB7 Combination         Max       2.040       1.039      30.512     -1.6192    157.5166 
          10       COMB7 Combination         Min       2.040       1.039      30.512     -1.6192    157.5166 
          10       COMB8 Combination         Max       2.031       1.719      33.186     -2.8893    205.5060 
          10       COMB8 Combination         Min       2.031       1.719      33.186     -2.8893    205.5060 
          10       COMB9 Combination         Max       2.248       0.872      29.851     -1.3079    146.6721 
          10       COMB9 Combination         Min       2.248       0.872      29.851     -1.3079    146.6721 
          10      COMB10 Combination         Max       2.236      -3.976      29.806      4.5273    139.4566 
          10      COMB10 Combination         Min       2.236      -3.976      29.806      4.5273    139.4566 
          10      COMB11 Combination         Max       2.239       1.552      32.525     -2.5780    194.6615 
          10      COMB11 Combination         Min       2.239       1.552      32.525     -2.5780    194.6615 
          10      COMB12 Combination         Max       2.228      -3.295      32.480      3.2572    187.4460 
          10      COMB12 Combination         Min       2.228      -3.295      32.480      3.2572    187.4460 
          10      COMB13 Combination         Max       3.977       2.524      33.204     -3.8329    212.3294 
          10      COMB13 Combination         Min      -4.023       1.587      33.157     -3.8392    172.1475 
          10      COMB14 Combination         Max       0.620       4.132      33.327     -0.7826    214.6743 
          10      COMB14 Combination         Min      -0.666      -0.021      33.033     -6.8895    169.8026 
          10         INV Combination         Max       3.977       4.132      33.327      4.5273    214.6743 
          10         INV Combination         Min      -4.023      -3.976      29.796     -6.8895    112.9214 
          11          PP   LinStatic                  -0.086       1.866      24.048     34.5907     77.0732 
          11        PERM   LinStatic                  -0.049       4.213       6.336     -7.8280     69.7499 
          11        NEVE   LinStatic                  -0.033       2.883       2.625     -5.3560     47.7236 
          11      VENTOX   LinStatic                   0.364      -0.705      -0.649      1.3104    -11.1388 
          11      VENTOY   LinStatic                   0.339      -7.816      -0.686     12.9741    -18.2833 
          11      SISMAX LinRespSpec         Max       6.223       0.652       0.037      0.0235     31.2242 
          11      SISMAY LinRespSpec         Max       1.125       5.645       0.121     14.2851     23.8017 
          11        TERM   LinStatic                  -4.574       1.755   5.837E-03     -4.7392    -25.4972 
          11       COMB1 Combination         Max      -4.708       7.834      30.390     22.0235    121.3259 
          11       COMB1 Combination         Min      -4.708       7.834      30.390     22.0235    121.3259 
          11       COMB2 Combination         Max      -4.742      10.716      33.015     16.6675    169.0496 
          11       COMB2 Combination         Min      -4.742      10.716      33.015     16.6675    169.0496 
          11       COMB3 Combination         Max      -4.345       7.128      29.742     23.3338    110.1871 
          11       COMB3 Combination         Min      -4.345       7.128      29.742     23.3338    110.1871 
          11       COMB4 Combination         Max      -4.370       0.018      29.705     34.9976    103.0426 
          11       COMB4 Combination         Min      -4.370       0.018      29.705     34.9976    103.0426 
          11       COMB5 Combination         Max      -4.378      10.011      32.367     17.9778    157.9108 
          11       COMB5 Combination         Min      -4.378      10.011      32.367     17.9778    157.9108 
          11       COMB6 Combination         Max      -4.403       2.901      32.329     29.6416    150.7663 
          11       COMB6 Combination         Min      -4.403       2.901      32.329     29.6416    150.7663 
          11       COMB7 Combination         Max       4.439       4.324      30.379     31.5019    172.3203 
          11       COMB7 Combination         Min       4.439       4.324      30.379     31.5019    172.3203 
          11       COMB8 Combination         Max       4.406       7.207      33.003     26.1459    220.0439 
          11       COMB8 Combination         Min       4.406       7.207      33.003     26.1459    220.0439 
          11       COMB9 Combination         Max       4.803       3.619      29.730     32.8123    161.1815 
          11       COMB9 Combination         Min       4.803       3.619      29.730     32.8123    161.1815 
          11      COMB10 Combination         Max       4.778      -3.492      29.693     44.4760    154.0370 
          11      COMB10 Combination         Min       4.778      -3.492      29.693     44.4760    154.0370 
          11      COMB11 Combination         Max       4.769       6.501      32.355     27.4562    208.9052 
          11      COMB11 Combination         Min       4.769       6.501      32.355     27.4562    208.9052 
          11      COMB12 Combination         Max       4.744      -0.609      32.318     39.1200    201.7607 
          11      COMB12 Combination         Min       4.744      -0.609      32.318     39.1200    201.7607 
          11      COMB13 Combination         Max       6.055       9.614      33.047     21.4302    225.7709 
          11      COMB13 Combination         Min      -6.391       8.309      32.972     21.3831    163.3226 
          11      COMB14 Combination         Max       0.957      14.607      33.130     35.6918    218.3484 
          11      COMB14 Combination         Min      -1.294       3.317      32.888      7.1216    170.7451 
          11         INV Combination         Max       6.055      14.607      33.130     44.4760    225.7709 
          11         INV Combination         Min      -6.391      -3.492      29.693      7.1216    103.0426 
          12          PP   LinStatic                  -0.199       0.244      23.928    -47.5591     37.6885 
          12        PERM   LinStatic                  -0.122       0.101       6.254    -21.5992     33.2223 
          12        NEVE   LinStatic                  -0.083       0.069       2.569    -14.8524     22.6570 
          12      VENTOX   LinStatic                   1.406      -0.020      -0.634      3.7103     -4.1200 
          12      VENTOY   LinStatic                   0.353      -4.737      -0.663     19.6990     -8.7590 
          12      SISMAX LinRespSpec         Max       5.797       0.470       0.059      0.4796     24.4764 
          12      SISMAY LinRespSpec         Max       1.187       5.294       0.090     34.7431     11.9924 
          12        TERM   LinStatic                  -5.376       2.009       0.025     -7.3827    -22.6495 
          12       COMB1 Combination         Max      -5.697       2.354      30.207    -76.5410     48.2613 
          12       COMB1 Combination         Min      -5.697       2.354      30.207    -76.5410     48.2613 
          12       COMB2 Combination         Max      -5.781       2.423      32.776    -91.3934     70.9183 
          12       COMB2 Combination         Min      -5.781       2.423      32.776    -91.3934     70.9183 
          12       COMB3 Combination         Max      -4.292       2.335      29.574    -72.8307     44.1413 
          12       COMB3 Combination         Min      -4.292       2.335      29.574    -72.8307     44.1413 
          12       COMB4 Combination         Max      -5.344      -2.383      29.544    -56.8420     39.5023 
          12       COMB4 Combination         Min      -5.344      -2.383      29.544    -56.8420     39.5023 
          12       COMB5 Combination         Max      -4.375       2.404      32.142    -87.6831     66.7983 
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          12       COMB5 Combination         Min      -4.375       2.404      32.142    -87.6831     66.7983 
          12       COMB6 Combination         Max      -5.428      -2.314      32.113    -71.6943     62.1593 
          12       COMB6 Combination         Min      -5.428      -2.314      32.113    -71.6943     62.1593 
          12       COMB7 Combination         Max       5.055      -1.664      30.157    -61.7756     93.5603 
          12       COMB7 Combination         Min       5.055      -1.664      30.157    -61.7756     93.5603 
          12       COMB8 Combination         Max       4.972      -1.595      32.726    -76.6280    116.2174 
          12       COMB8 Combination         Min       4.972      -1.595      32.726    -76.6280    116.2174 
          12       COMB9 Combination         Max       6.460      -1.684      29.523    -58.0653     89.4403 
          12       COMB9 Combination         Min       6.460      -1.684      29.523    -58.0653     89.4403 
          12      COMB10 Combination         Max       5.408      -6.401      29.494    -42.0766     84.8013 
          12      COMB10 Combination         Min       5.408      -6.401      29.494    -42.0766     84.8013 
          12      COMB11 Combination         Max       6.377      -1.615      32.092    -72.9177    112.0974 
          12      COMB11 Combination         Min       6.377      -1.615      32.092    -72.9177    112.0974 
          12      COMB12 Combination         Max       5.324      -6.332      32.063    -56.9289    107.4583 
          12      COMB12 Combination         Min       5.324      -6.332      32.063    -56.9289    107.4583 
          12      COMB13 Combination         Max       5.392       0.884      32.810    -83.5311    118.0443 
          12      COMB13 Combination         Min      -6.202      -0.055      32.692    -84.4903     69.0914 
          12      COMB14 Combination         Max       0.782       5.709      32.841    -49.2676    105.5602 
          12      COMB14 Combination         Min      -1.591      -4.880      32.661   -118.7537     81.5755 
          12         INV Combination         Max       6.460       5.709      32.841    -42.0766    118.0443 
          12         INV Combination         Min      -6.202      -6.401      29.494   -118.7537     39.5023 
          13          PP   LinStatic                  -0.034       0.044      23.861    -38.7504     -0.0552 
          13        PERM   LinStatic                  -0.022  -3.735E-03       6.215    -23.3362     -0.0336 
          13        NEVE   LinStatic                  -0.015  -2.556E-03       2.542    -15.9669     -0.0230 
          13      VENTOX   LinStatic                   2.247   5.284E-05      -0.627      3.9776      2.3861 
          13      VENTOY   LinStatic                   0.018      -1.641      -0.641     21.8400      0.0793 
          13      SISMAX LinRespSpec         Max       1.841       0.549       0.060      0.1848      2.8093 
          13      SISMAY LinRespSpec         Max       0.652       3.457       0.043     48.9445      0.2720 
          13        TERM   LinStatic                  -0.963       0.610       0.020     -4.9396     -2.6392 
          13       COMB1 Combination         Max      -1.019       0.650      30.096    -67.0262     -2.7280 
          13       COMB1 Combination         Min      -1.019       0.650      30.096    -67.0262     -2.7280 
          13       COMB2 Combination         Max      -1.034       0.647      32.638    -82.9930     -2.7510 
          13       COMB2 Combination         Min      -1.034       0.647      32.638    -82.9930     -2.7510 
          13       COMB3 Combination         Max       1.228       0.650      29.469    -63.0486     -0.3419 
          13       COMB3 Combination         Min       1.228       0.650      29.469    -63.0486     -0.3419 
          13       COMB4 Combination         Max      -1.000      -0.991      29.455    -45.1862     -2.6487 
          13       COMB4 Combination         Min      -1.000      -0.991      29.455    -45.1862     -2.6487 
          13       COMB5 Combination         Max       1.213       0.647      32.011    -79.0154     -0.3649 
          13       COMB5 Combination         Min       1.213       0.647      32.011    -79.0154     -0.3649 
          13       COMB6 Combination         Max      -1.016      -0.994      31.997    -61.1530     -2.6717 
          13       COMB6 Combination         Min      -1.016      -0.994      31.997    -61.1530     -2.6717 
          13       COMB7 Combination         Max       0.906      -0.570      30.056    -57.1470      2.5504 
          13       COMB7 Combination         Min       0.906      -0.570      30.056    -57.1470      2.5504 
          13       COMB8 Combination         Max       0.891      -0.572      32.598    -73.1138      2.5274 
          13       COMB8 Combination         Min       0.891      -0.572      32.598    -73.1138      2.5274 
          13       COMB9 Combination         Max       3.153      -0.570      29.429    -53.1694      4.9365 
          13       COMB9 Combination         Min       3.153      -0.570      29.429    -53.1694      4.9365 
          13      COMB10 Combination         Max       0.925      -2.211      29.415    -35.3070      2.6297 
          13      COMB10 Combination         Min       0.925      -2.211      29.415    -35.3070      2.6297 
          13      COMB11 Combination         Max       3.138      -0.572      31.971    -69.1362      4.9135 
          13      COMB11 Combination         Min       3.138      -0.572      31.971    -69.1362      4.9135 
          13      COMB12 Combination         Max       0.909      -2.213      31.957    -51.2738      2.6067 
          13      COMB12 Combination         Min       0.909      -2.213      31.957    -51.2738      2.6067 
          13      COMB13 Combination         Max       1.769       0.586      32.678    -77.8686      2.6975 
          13      COMB13 Combination         Min      -1.912      -0.511      32.558    -78.2382     -2.9211 
          13      COMB14 Combination         Max       0.580       3.495      32.661    -29.1089      0.1602 
          13      COMB14 Combination         Min      -0.723      -3.420      32.575   -126.9979     -0.3838 
          13         INV Combination         Max       3.153       3.495      32.678    -29.1089      4.9365 
          13         INV Combination         Min      -1.912      -3.420      29.415   -126.9979     -2.9211 
          14          PP   LinStatic                  -0.030  -9.084E-15      23.843   9.585E-11     -0.0494 
          14        PERM   LinStatic                  -0.020   9.598E-16       6.203   2.539E-11     -0.0309 
          14        NEVE   LinStatic                  -0.013   1.295E-15       2.533   1.106E-11     -0.0211 
          14      VENTOX   LinStatic                   2.280   1.220E-14      -0.625  -2.657E-12      2.4514 
          14      VENTOY   LinStatic               2.921E-03      -1.647      -0.624     17.6693      0.0040 
          14      SISMAX LinRespSpec         Max       2.022       0.396       0.059   1.399E-05      2.6865 
          14      SISMAY LinRespSpec         Max   1.999E-05       3.558   1.015E-08     47.2041   5.561E-09 
          14        TERM   LinStatic                  -0.897  -2.363E-14       0.018   1.481E-12     -2.5165 
          14       COMB1 Combination         Max      -0.947  -3.176E-14      30.063   1.227E-10     -2.5968 
          14       COMB1 Combination         Min      -0.947  -3.176E-14      30.063   1.227E-10     -2.5968 
          14       COMB2 Combination         Max      -0.961  -3.046E-14      32.597   1.338E-10     -2.6180 
          14       COMB2 Combination         Min      -0.961  -3.046E-14      32.597   1.338E-10     -2.6180 
          14       COMB3 Combination         Max       1.333  -1.956E-14      29.438   1.201E-10     -0.1454 
          14       COMB3 Combination         Min       1.333  -1.956E-14      29.438   1.201E-10     -0.1454 
          14       COMB4 Combination         Max      -0.944      -1.647      29.439     17.6693     -2.5928 
          14       COMB4 Combination         Min      -0.944      -1.647      29.439     17.6693     -2.5928 
          14       COMB5 Combination         Max       1.320  -1.826E-14      31.972   1.311E-10     -0.1666 
          14       COMB5 Combination         Min       1.320  -1.826E-14      31.972   1.311E-10     -0.1666 
          14       COMB6 Combination         Max      -0.958      -1.647      31.972     17.6693     -2.6140 
          14       COMB6 Combination         Min      -0.958      -1.647      31.972     17.6693     -2.6140 
          14       COMB7 Combination         Max       0.847   1.551E-14      30.028   1.198E-10      2.4362 
          14       COMB7 Combination         Min       0.847   1.551E-14      30.028   1.198E-10      2.4362 
          14       COMB8 Combination         Max       0.834   1.681E-14      32.561   1.308E-10      2.4150 
          14       COMB8 Combination         Min       0.834   1.681E-14      32.561   1.308E-10      2.4150 
          14       COMB9 Combination         Max       3.128   2.771E-14      29.403   1.171E-10      4.8876 
          14       COMB9 Combination         Min       3.128   2.771E-14      29.403   1.171E-10      4.8876 
          14      COMB10 Combination         Max       0.850      -1.647      29.404     17.6693      2.4402 
          14      COMB10 Combination         Min       0.850      -1.647      29.404     17.6693      2.4402 
          14      COMB11 Combination         Max       3.114   2.900E-14      31.936   1.282E-10      4.8664 
          14      COMB11 Combination         Min       3.114   2.900E-14      31.936   1.282E-10      4.8664 
          14      COMB12 Combination         Max       0.837      -1.647      31.937     17.6693      2.4190 
          14      COMB12 Combination         Min       0.837      -1.647      31.937     17.6693      2.4190 
          14      COMB13 Combination         Max       1.958       0.396      32.638   1.399E-05      2.5850 
          14      COMB13 Combination         Min      -2.085      -0.396      32.520  -1.399E-05     -2.7880 
          14      COMB14 Combination         Max      -0.063       3.558      32.579     47.2041     -0.1015 
          14      COMB14 Combination         Min      -0.063      -3.558      32.579    -47.2041     -0.1015 
          14         INV Combination         Max       3.128       3.558      32.638     47.2041      4.8876 
          14         INV Combination         Min      -2.085      -3.558      29.403    -47.2041     -2.7880 
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          15          PP   LinStatic                  -0.034      -0.044      23.861     38.7504     -0.0552 
          15        PERM   LinStatic                  -0.022   3.735E-03       6.215     23.3362     -0.0336 
          15        NEVE   LinStatic                  -0.015   2.556E-03       2.542     15.9669     -0.0230 
          15      VENTOX   LinStatic                   2.247  -5.284E-05      -0.627     -3.9776      2.3861 
          15      VENTOY   LinStatic                  -0.012      -1.642      -0.611     14.6393     -0.0697 
          15      SISMAX LinRespSpec         Max       1.841       0.196       0.060      0.1848      2.8093 
          15      SISMAY LinRespSpec         Max       0.652       3.617       0.043     48.9445      0.2720 
          15        TERM   LinStatic                  -0.963      -0.610       0.020      4.9396     -2.6392 
          15       COMB1 Combination         Max      -1.019      -0.650      30.096     67.0262     -2.7280 
          15       COMB1 Combination         Min      -1.019      -0.650      30.096     67.0262     -2.7280 
          15       COMB2 Combination         Max      -1.034      -0.647      32.638     82.9930     -2.7510 
          15       COMB2 Combination         Min      -1.034      -0.647      32.638     82.9930     -2.7510 
          15       COMB3 Combination         Max       1.228      -0.650      29.469     63.0486     -0.3419 
          15       COMB3 Combination         Min       1.228      -0.650      29.469     63.0486     -0.3419 
          15       COMB4 Combination         Max      -1.031      -2.291      29.485     81.6655     -2.7977 
          15       COMB4 Combination         Min      -1.031      -2.291      29.485     81.6655     -2.7977 
          15       COMB5 Combination         Max       1.213      -0.647      32.011     79.0154     -0.3649 
          15       COMB5 Combination         Min       1.213      -0.647      32.011     79.0154     -0.3649 
          15       COMB6 Combination         Max      -1.046      -2.289      32.027     97.6323     -2.8207 
          15       COMB6 Combination         Min      -1.046      -2.289      32.027     97.6323     -2.8207 
          15       COMB7 Combination         Max       0.906       0.570      30.056     57.1470      2.5504 
          15       COMB7 Combination         Min       0.906       0.570      30.056     57.1470      2.5504 
          15       COMB8 Combination         Max       0.891       0.572      32.598     73.1138      2.5274 
          15       COMB8 Combination         Min       0.891       0.572      32.598     73.1138      2.5274 
          15       COMB9 Combination         Max       3.153       0.570      29.429     53.1694      4.9365 
          15       COMB9 Combination         Min       3.153       0.570      29.429     53.1694      4.9365 
          15      COMB10 Combination         Max       0.894      -1.072      29.444     71.7863      2.4808 
          15      COMB10 Combination         Min       0.894      -1.072      29.444     71.7863      2.4808 
          15      COMB11 Combination         Max       3.138       0.572      31.971     69.1362      4.9135 
          15      COMB11 Combination         Min       3.138       0.572      31.971     69.1362      4.9135 
          15      COMB12 Combination         Max       0.879      -1.070      31.986     87.7531      2.4578 
          15      COMB12 Combination         Min       0.879      -1.070      31.986     87.7531      2.4578 
          15      COMB13 Combination         Max       1.769       0.159      32.678     78.2382      2.6975 
          15      COMB13 Combination         Min      -1.912      -0.234      32.558     77.8686     -2.9211 
          15      COMB14 Combination         Max       0.580       3.580      32.661    126.9979      0.1602 
          15      COMB14 Combination         Min      -0.723      -3.655      32.575     29.1089     -0.3838 
          15         INV Combination         Max       3.153       3.580      32.678    126.9979      4.9365 
          15         INV Combination         Min      -1.912      -3.655      29.429     29.1089     -2.9211 
          16          PP   LinStatic                   0.247      -2.244      12.359    -33.8915     62.0303 
          16        PERM   LinStatic                   0.015      -3.663       3.375      6.7996     16.2651 
          16        NEVE   LinStatic                   0.010      -2.506       1.454      4.6524     11.2027 
          16      VENTOX   LinStatic                   0.347       0.617      -0.356     -1.1452     -1.4079 
          16      VENTOY   LinStatic                  -0.331      -4.311      -0.313     10.1937     -2.4921 
          16      SISMAX LinRespSpec         Max       5.997       0.038       0.040   1.485E-05     22.9420 
          16      SISMAY LinRespSpec         Max       1.086       8.174       0.143     21.6911      1.7273 
          16        TERM   LinStatic                   6.048      -1.677       0.014      4.5913     23.0365 
          16       COMB1 Combination         Max       6.310      -7.584      15.748    -22.5005    101.3319 
          16       COMB1 Combination         Min       6.310      -7.584      15.748    -22.5005    101.3319 
          16       COMB2 Combination         Max       6.320     -10.090      17.202    -17.8481    112.5346 
          16       COMB2 Combination         Min       6.320     -10.090      17.202    -17.8481    112.5346 
          16       COMB3 Combination         Max       6.656      -6.967      15.392    -23.6457     99.9240 
          16       COMB3 Combination         Min       6.656      -6.967      15.392    -23.6457     99.9240 
          16       COMB4 Combination         Max       5.979     -11.895      15.435    -12.3068     98.8398 
          16       COMB4 Combination         Min       5.979     -11.895      15.435    -12.3068     98.8398 
          16       COMB5 Combination         Max       6.666      -9.473      16.846    -18.9933    111.1268 
          16       COMB5 Combination         Min       6.666      -9.473      16.846    -18.9933    111.1268 
          16       COMB6 Combination         Max       5.989     -14.402      16.889     -7.6544    110.0425 
          16       COMB6 Combination         Min       5.989     -14.402      16.889     -7.6544    110.0425 
          16       COMB7 Combination         Max      -5.786      -4.231      15.720    -31.6832     55.2589 
          16       COMB7 Combination         Min      -5.786      -4.231      15.720    -31.6832     55.2589 
          16       COMB8 Combination         Max      -5.776      -6.737      17.174    -27.0308     66.4617 
          16       COMB8 Combination         Min      -5.776      -6.737      17.174    -27.0308     66.4617 
          16       COMB9 Combination         Max      -5.440      -3.614      15.364    -32.8284     53.8510 
          16       COMB9 Combination         Min      -5.440      -3.614      15.364    -32.8284     53.8510 
          16      COMB10 Combination         Max      -6.117      -8.542      15.407    -21.4895     52.7668 
          16      COMB10 Combination         Min      -6.117      -8.542      15.407    -21.4895     52.7668 
          16      COMB11 Combination         Max      -5.430      -6.120      16.818    -28.1760     65.0538 
          16      COMB11 Combination         Min      -5.430      -6.120      16.818    -28.1760     65.0538 
          16      COMB12 Combination         Max      -6.107     -11.049      16.861    -16.8371     63.9695 
          16      COMB12 Combination         Min      -6.107     -11.049      16.861    -16.8371     63.9695 
          16      COMB13 Combination         Max       6.268      -8.375      17.228    -22.4394    112.4401 
          16      COMB13 Combination         Min      -5.725      -8.452      17.148    -22.4395     66.5562 
          16      COMB14 Combination         Max       1.358      -0.240      17.330     -0.7484     91.2254 
          16      COMB14 Combination         Min      -0.815     -16.588      17.045    -44.1305     87.7709 
          16         INV Combination         Max       6.666      -0.240      17.330     -0.7484    112.5346 
          16         INV Combination         Min      -6.117     -16.588      15.364    -44.1305     52.7668 
          17          PP   LinStatic                   0.046      -0.419      24.621      0.7827     53.3102 
          17        PERM   LinStatic                   0.047      -0.937       6.724      1.7502     12.8643 
          17        NEVE   LinStatic                   0.032      -0.641       2.890      1.1975      8.8019 
          17      VENTOX   LinStatic                   0.198       0.158      -0.708     -0.2948     -0.8054 
          17      VENTOY   LinStatic                  -0.200      -2.732      -0.623      3.8696     -0.5572 
          17      SISMAX LinRespSpec         Max       4.094       0.092       0.063   6.821E-06     23.1900 
          17      SISMAY LinRespSpec         Max       0.673       2.076       0.279      4.2508      4.2360 
          17        TERM   LinStatic                   2.940      -0.328       0.011      0.9316     20.7147 
          17       COMB1 Combination         Max       3.032      -1.685      31.356      3.4645     86.8892 
          17       COMB1 Combination         Min       3.032      -1.685      31.356      3.4645     86.8892 
          17       COMB2 Combination         Max       3.064      -2.326      34.246      4.6620     95.6911 
          17       COMB2 Combination         Min       3.064      -2.326      34.246      4.6620     95.6911 
          17       COMB3 Combination         Max       3.230      -1.527      30.647      3.1697     86.0838 
          17       COMB3 Combination         Min       3.230      -1.527      30.647      3.1697     86.0838 
          17       COMB4 Combination         Max       2.833      -4.417      30.732      7.3340     86.3320 
          17       COMB4 Combination         Min       2.833      -4.417      30.732      7.3340     86.3320 
          17       COMB5 Combination         Max       3.262      -2.168      33.537      4.3672     94.8857 
          17       COMB5 Combination         Min       3.262      -2.168      33.537      4.3672     94.8857 
          17       COMB6 Combination         Max       2.865      -5.058      33.622      8.5315     95.1339 
          17       COMB6 Combination         Min       2.865      -5.058      33.622      8.5315     95.1339 
          17       COMB7 Combination         Max      -2.847      -1.028      31.333      1.6013     45.4598 
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          17       COMB7 Combination         Min      -2.847      -1.028      31.333      1.6013     45.4598 
          17       COMB8 Combination         Max      -2.815      -1.670      34.223      2.7989     54.2617 
          17       COMB8 Combination         Min      -2.815      -1.670      34.223      2.7989     54.2617 
          17       COMB9 Combination         Max      -2.649      -0.871      30.625      1.3066     44.6544 
          17       COMB9 Combination         Min      -2.649      -0.871      30.625      1.3066     44.6544 
          17      COMB10 Combination         Max      -3.046      -3.760      30.710      5.4709     44.9026 
          17      COMB10 Combination         Min      -3.046      -3.760      30.710      5.4709     44.9026 
          17      COMB11 Combination         Max      -2.617      -1.512      33.515      2.5041     53.4563 
          17      COMB11 Combination         Min      -2.617      -1.512      33.515      2.5041     53.4563 
          17      COMB12 Combination         Max      -3.014      -4.401      33.600      6.6684     53.7044 
          17      COMB12 Combination         Min      -3.014      -4.401      33.600      6.6684     53.7044 
          17      COMB13 Combination         Max       4.218      -1.906      34.297      3.7304     98.1664 
          17      COMB13 Combination         Min      -3.969      -2.089      34.172      3.7304     51.7864 
          17      COMB14 Combination         Max       0.798       0.078      34.514      7.9812     79.2124 
          17      COMB14 Combination         Min      -0.549      -4.074      33.955     -0.5203     70.7404 
          17         INV Combination         Max       4.218       0.078      34.514      8.5315     98.1664 
          17         INV Combination         Min      -3.969      -5.058      30.625     -0.5203     44.6544 
          18          PP   LinStatic               7.450E-03      -2.199      24.601    -33.9750     53.5333 
          18        PERM   LinStatic                   0.058      -6.275       6.722     11.6507     13.2876 
          18        NEVE   LinStatic                   0.040      -4.293       2.889      7.9715      9.0915 
          18      VENTOX   LinStatic                   0.344       1.057      -0.709     -1.9622     -0.6628 
          18      VENTOY   LinStatic                  -0.339      -4.958      -0.625     10.5044     -0.3184 
          18      SISMAX LinRespSpec         Max       6.329       0.101       0.048   3.321E-05     26.8050 
          18      SISMAY LinRespSpec         Max       1.096       8.046       0.273     20.9468      5.6456 
          18        TERM   LinStatic                   3.993      -1.652  -1.150E-03      4.5460     18.9224 
          18       COMB1 Combination         Max       4.059     -10.126      31.321    -17.7784     85.7433 
          18       COMB1 Combination         Min       4.059     -10.126      31.321    -17.7784     85.7433 
          18       COMB2 Combination         Max       4.099     -14.419      34.210     -9.8068     94.8348 
          18       COMB2 Combination         Min       4.099     -14.419      34.210     -9.8068     94.8348 
          18       COMB3 Combination         Max       4.403      -9.069      30.613    -19.7406     85.0805 
          18       COMB3 Combination         Min       4.403      -9.069      30.613    -19.7406     85.0805 
          18       COMB4 Combination         Max       3.720     -15.084      30.696     -7.2739     85.4249 
          18       COMB4 Combination         Min       3.720     -15.084      30.696     -7.2739     85.4249 
          18       COMB5 Combination         Max       4.443     -13.363      33.501    -11.7690     94.1720 
          18       COMB5 Combination         Min       4.443     -13.363      33.501    -11.7690     94.1720 
          18       COMB6 Combination         Max       3.759     -19.377      33.585      0.6976     94.5164 
          18       COMB6 Combination         Min       3.759     -19.377      33.585      0.6976     94.5164 
          18       COMB7 Combination         Max      -3.927      -6.821      31.324    -26.8704     47.8985 
          18       COMB7 Combination         Min      -3.927      -6.821      31.324    -26.8704     47.8985 
          18       COMB8 Combination         Max      -3.887     -11.115      34.212    -18.8988     56.9899 
          18       COMB8 Combination         Min      -3.887     -11.115      34.212    -18.8988     56.9899 
          18       COMB9 Combination         Max      -3.583      -5.765      30.615    -28.8326     47.2356 
          18       COMB9 Combination         Min      -3.583      -5.765      30.615    -28.8326     47.2356 
          18      COMB10 Combination         Max      -4.266     -11.779      30.698    -16.3659     47.5800 
          18      COMB10 Combination         Min      -4.266     -11.779      30.698    -16.3659     47.5800 
          18      COMB11 Combination         Max      -3.543     -10.058      33.504    -20.8610     56.3271 
          18      COMB11 Combination         Min      -3.543     -10.058      33.504    -20.8610     56.3271 
          18      COMB12 Combination         Max      -4.226     -16.073      33.587     -8.3944     56.6715 
          18      COMB12 Combination         Min      -4.226     -16.073      33.587     -8.3944     56.6715 
          18      COMB13 Combination         Max       6.434     -12.666      34.259    -14.3528    102.7174 
          18      COMB13 Combination         Min      -6.223     -12.868      34.163    -14.3529     49.1074 
          18      COMB14 Combination         Max       1.202      -4.721      34.484      6.5940     81.5580 
          18      COMB14 Combination         Min      -0.990     -20.813      33.938    -35.2997     70.2667 
          18         INV Combination         Max       6.434      -4.721      34.484      6.5940    102.7174 
          18         INV Combination         Min      -6.223     -20.813      30.613    -35.2997     47.2356 
          19          PP   LinStatic               1.167E-03      -0.415      24.503      0.7742     56.6307 
          19        PERM   LinStatic                   0.022      -1.208       6.695      2.2536     19.1315 
          19        NEVE   LinStatic                   0.015      -0.827       2.870      1.5419     13.0900 
          19      VENTOX   LinStatic                   0.203       0.203      -0.705     -0.3796     -2.1237 
          19      VENTOY   LinStatic                  -0.196      -2.691      -0.624      3.7935     -0.3226 
          19      SISMAX LinRespSpec         Max       3.984       0.097       0.037   4.060E-06     18.7097 
          19      SISMAY LinRespSpec         Max       0.637       2.455       0.262      4.0875      9.0429 
          19        TERM   LinStatic                   1.699      -0.326  -8.069E-03      0.9270      9.6481 
          19       COMB1 Combination         Max       1.722      -1.949      31.190      3.9548     85.4103 
          19       COMB1 Combination         Min       1.722      -1.949      31.190      3.9548     85.4103 
          19       COMB2 Combination         Max       1.737      -2.776      34.060      5.4967     98.5002 
          19       COMB2 Combination         Min       1.737      -2.776      34.060      5.4967     98.5002 
          19       COMB3 Combination         Max       1.925      -1.746      30.485      3.5752     83.2866 
          19       COMB3 Combination         Min       1.925      -1.746      30.485      3.5752     83.2866 
          19       COMB4 Combination         Max       1.526      -4.640      30.565      7.7483     85.0876 
          19       COMB4 Combination         Min       1.526      -4.640      30.565      7.7483     85.0876 
          19       COMB5 Combination         Max       1.940      -2.572      33.355      5.1172     96.3766 
          19       COMB5 Combination         Min       1.940      -2.572      33.355      5.1172     96.3766 
          19       COMB6 Combination         Max       1.541      -5.466      33.435      9.2903     98.1776 
          19       COMB6 Combination         Min       1.541      -5.466      33.435      9.2903     98.1776 
          19       COMB7 Combination         Max      -1.676      -1.297      31.206      2.1008     66.1141 
          19       COMB7 Combination         Min      -1.676      -1.297      31.206      2.1008     66.1141 
          19       COMB8 Combination         Max      -1.661      -2.124      34.076      3.6427     79.2040 
          19       COMB8 Combination         Min      -1.661      -2.124      34.076      3.6427     79.2040 
          19       COMB9 Combination         Max      -1.474      -1.094      30.501      1.7212     63.9904 
          19       COMB9 Combination         Min      -1.474      -1.094      30.501      1.7212     63.9904 
          19      COMB10 Combination         Max      -1.872      -3.988      30.581      5.8943     65.7914 
          19      COMB10 Combination         Min      -1.872      -3.988      30.581      5.8943     65.7914 
          19      COMB11 Combination         Max      -1.459      -1.920      33.371      3.2632     77.0803 
          19      COMB11 Combination         Min      -1.459      -1.920      33.371      3.2632     77.0803 
          19      COMB12 Combination         Max      -1.857      -4.814      33.451      7.4362     78.8814 
          19      COMB12 Combination         Min      -1.857      -4.814      33.451      7.4362     78.8814 
          19      COMB13 Combination         Max       4.022      -2.353      34.105      4.5697    107.5618 
          19      COMB13 Combination         Min      -3.946      -2.547      34.031      4.5697     70.1424 
          19      COMB14 Combination         Max       0.675   5.225E-03      34.330      8.6572     97.8950 
          19      COMB14 Combination         Min      -0.599      -4.905      33.806      0.4822     79.8093 
          19         INV Combination         Max       4.022   5.225E-03      34.330      9.2903    107.5618 
          19         INV Combination         Min      -3.946      -5.466      30.485      0.4822     63.9904 
          20          PP   LinStatic               5.945E-03      -2.195      24.476    -33.9829     57.5320 
          20        PERM   LinStatic                   0.029      -6.518       6.680     12.1027     26.8333 
          20        NEVE   LinStatic                   0.020      -4.460       2.860      8.2808     18.3596 
          20      VENTOX   LinStatic                   0.349       1.098      -0.703     -2.0385     -3.0717 
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          20      VENTOY   LinStatic                  -0.336      -4.864      -0.626     10.2773     -1.3242 
          20      SISMAX LinRespSpec         Max       6.280       0.130       0.027   1.477E-04     24.5848 
          20      SISMAY LinRespSpec         Max       1.098       7.712       0.250     19.9377     10.5117 
          20        TERM   LinStatic                   1.843      -1.650      -0.013      4.5422      7.9482 
          20       COMB1 Combination         Max       1.878     -10.364      31.143    -17.3380     92.3135 
          20       COMB1 Combination         Min       1.878     -10.364      31.143    -17.3380     92.3135 
          20       COMB2 Combination         Max       1.898     -14.823      34.003     -9.0572    110.6731 
          20       COMB2 Combination         Min       1.898     -14.823      34.003     -9.0572    110.6731 
          20       COMB3 Combination         Max       2.227      -9.266      30.440    -19.3765     89.2418 
          20       COMB3 Combination         Min       2.227      -9.266      30.440    -19.3765     89.2418 
          20       COMB4 Combination         Max       1.542     -15.227      30.517     -7.0607     90.9893 
          20       COMB4 Combination         Min       1.542     -15.227      30.517     -7.0607     90.9893 
          20       COMB5 Combination         Max       2.247     -13.726      33.300    -11.0957    107.6014 
          20       COMB5 Combination         Min       2.247     -13.726      33.300    -11.0957    107.6014 
          20       COMB6 Combination         Max       1.562     -19.687      33.377      1.2200    109.3489 
          20       COMB6 Combination         Min       1.562     -19.687      33.377      1.2200    109.3489 
          20       COMB7 Combination         Max      -1.808      -7.063      31.169    -26.4224     76.4172 
          20       COMB7 Combination         Min      -1.808      -7.063      31.169    -26.4224     76.4172 
          20       COMB8 Combination         Max      -1.788     -11.523      34.028    -18.1416     94.7768 
          20       COMB8 Combination         Min      -1.788     -11.523      34.028    -18.1416     94.7768 
          20       COMB9 Combination         Max      -1.459      -5.965      30.466    -28.4609     73.3454 
          20       COMB9 Combination         Min      -1.459      -5.965      30.466    -28.4609     73.3454 
          20      COMB10 Combination         Max      -2.144     -11.927      30.543    -16.1451     75.0930 
          20      COMB10 Combination         Min      -2.144     -11.927      30.543    -16.1451     75.0930 
          20      COMB11 Combination         Max      -1.439     -10.425      33.325    -20.1801     91.7051 
          20      COMB11 Combination         Min      -1.439     -10.425      33.325    -20.1801     91.7051 
          20      COMB12 Combination         Max      -2.124     -16.387      33.403     -7.8643     93.4526 
          20      COMB12 Combination         Min      -2.124     -16.387      33.403     -7.8643     93.4526 
          20      COMB13 Combination         Max       6.335     -13.043      34.042    -13.5993    127.3097 
          20      COMB13 Combination         Min      -6.225     -13.303      33.989    -13.5996     78.1401 
          20      COMB14 Combination         Max       1.153      -5.462      34.266      6.3383    113.2366 
          20      COMB14 Combination         Min      -1.043     -20.885      33.765    -33.5371     92.2133 
          20         INV Combination         Max       6.335      -5.462      34.266      6.3383    127.3097 
          20         INV Combination         Min      -6.225     -20.885      30.440    -33.5371     73.3454 
          21          PP   LinStatic               4.825E-03      -0.414      24.376      0.7729     58.2743 
          21        PERM   LinStatic                   0.014      -1.232       6.636      2.2976     34.5095 
          21        NEVE   LinStatic               9.885E-03      -0.843       2.830      1.5721     23.6118 
          21      VENTOX   LinStatic                   0.204       0.208      -0.696     -0.3870     -4.7414 
          21      VENTOY   LinStatic                  -0.195      -2.661      -0.623      3.7128     -1.6016 
          21      SISMAX LinRespSpec         Max       3.847       0.163       0.017   8.542E-05     18.1384 
          21      SISMAY LinRespSpec         Max       0.713       2.384       0.234      3.8339     13.9525 
          21        TERM   LinStatic                   0.448      -0.326      -0.015      0.9267      2.6248 
          21       COMB1 Combination         Max       0.468      -1.972      30.997      3.9973     95.4086 
          21       COMB1 Combination         Min       0.468      -1.972      30.997      3.9973     95.4086 
          21       COMB2 Combination         Max       0.478      -2.815      33.827      5.5693    119.0204 
          21       COMB2 Combination         Min       0.478      -2.815      33.827      5.5693    119.0204 
          21       COMB3 Combination         Max       0.672      -1.765      30.301      3.6102     90.6672 
          21       COMB3 Combination         Min       0.672      -1.765      30.301      3.6102     90.6672 
          21       COMB4 Combination         Max       0.272      -4.634      30.373      7.7101     93.8070 
          21       COMB4 Combination         Min       0.272      -4.634      30.373      7.7101     93.8070 
          21       COMB5 Combination         Max       0.681      -2.608      33.130      5.1823    114.2790 
          21       COMB5 Combination         Min       0.681      -2.608      33.130      5.1823    114.2790 
          21       COMB6 Combination         Max       0.282      -5.477      33.203      9.2821    117.4188 
          21       COMB6 Combination         Min       0.282      -5.477      33.203      9.2821    117.4188 
          21       COMB7 Combination         Max      -0.429      -1.321      31.027      2.1438     90.1590 
          21       COMB7 Combination         Min      -0.429      -1.321      31.027      2.1438     90.1590 
          21       COMB8 Combination         Max      -0.419      -2.164      33.857      3.7158    113.7708 
          21       COMB8 Combination         Min      -0.419      -2.164      33.857      3.7158    113.7708 
          21       COMB9 Combination         Max      -0.225      -1.113      30.331      1.7567     85.4176 
          21       COMB9 Combination         Min      -0.225      -1.113      30.331      1.7567     85.4176 
          21      COMB10 Combination         Max      -0.625      -3.982      30.404      5.8566     88.5574 
          21      COMB10 Combination         Min      -0.625      -3.982      30.404      5.8566     88.5574 
          21      COMB11 Combination         Max      -0.215      -1.956      33.161      3.3288    109.0294 
          21      COMB11 Combination         Min      -0.215      -1.956      33.161      3.3288    109.0294 
          21      COMB12 Combination         Max      -0.615      -4.825      33.234      7.4286    112.1692 
          21      COMB12 Combination         Min      -0.615      -4.825      33.234      7.4286    112.1692 
          21      COMB13 Combination         Max       3.876      -2.327      33.858      4.6426    134.5340 
          21      COMB13 Combination         Min      -3.818      -2.652      33.825      4.6425     98.2572 
          21      COMB14 Combination         Max       0.742      -0.106      34.076      8.4764    130.3481 
          21      COMB14 Combination         Min      -0.684      -4.873      33.608      0.8087    102.4431 
          21         INV Combination         Max       3.876      -0.106      34.076      9.2821    134.5340 
          21         INV Combination         Min      -3.818      -5.477      30.301      0.8087     85.4176 
          22          PP   LinStatic               7.338E-03      -2.192      24.348    -33.9889     59.5981 
          22        PERM   LinStatic                   0.020      -6.523       6.604     12.1106     42.5103 
          22        NEVE   LinStatic                   0.014      -4.463       2.808      8.2862     29.0860 
          22      VENTOX   LinStatic                   0.351       1.099      -0.691     -2.0401     -5.7057 
          22      VENTOY   LinStatic                  -0.336      -4.633      -0.623      9.6588     -2.6544 
          22      SISMAX LinRespSpec         Max       6.273       0.207   6.671E-03   4.627E-04     24.2712 
          22      SISMAY LinRespSpec         Max       1.102       7.135       0.217     18.3573     15.3627 
          22        TERM   LinStatic                  -0.302      -1.651      -0.016      4.5429     -1.0123 
          22       COMB1 Combination         Max      -0.275     -10.365      30.935    -17.3354    101.0962 
          22       COMB1 Combination         Min      -0.275     -10.365      30.935    -17.3354    101.0962 
          22       COMB2 Combination         Max      -0.262     -14.828      33.743     -9.0492    130.1822 
          22       COMB2 Combination         Min      -0.262     -14.828      33.743     -9.0492    130.1822 
          22       COMB3 Combination         Max       0.076      -9.266      30.244    -19.3754     95.3905 
          22       COMB3 Combination         Min       0.076      -9.266      30.244    -19.3754     95.3905 
          22       COMB4 Combination         Max      -0.611     -14.999      30.312     -7.6766     98.4418 
          22       COMB4 Combination         Min      -0.611     -14.999      30.312     -7.6766     98.4418 
          22       COMB5 Combination         Max       0.090     -13.729      33.052    -11.0893    124.4765 
          22       COMB5 Combination         Min       0.090     -13.729      33.052    -11.0893    124.4765 
          22       COMB6 Combination         Max      -0.598     -19.462      33.120      0.6096    127.5278 
          22       COMB6 Combination         Min      -0.598     -19.462      33.120      0.6096    127.5278 
          22       COMB7 Combination         Max       0.329      -7.064      30.968    -26.4213    103.1208 
          22       COMB7 Combination         Min       0.329      -7.064      30.968    -26.4213    103.1208 
          22       COMB8 Combination         Max       0.343     -11.527      33.775    -18.1351    132.2068 
          22       COMB8 Combination         Min       0.343     -11.527      33.775    -18.1351    132.2068 
          22       COMB9 Combination         Max       0.681      -5.965      30.276    -28.4613     97.4150 
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          22       COMB9 Combination         Min       0.681      -5.965      30.276    -28.4613     97.4150 
          22      COMB10 Combination         Max  -6.924E-03     -11.697      30.344    -16.7625    100.4664 
          22      COMB10 Combination         Min  -6.924E-03     -11.697      30.344    -16.7625    100.4664 
          22      COMB11 Combination         Max       0.694     -10.428      33.084    -20.1752    126.5011 
          22      COMB11 Combination         Min       0.694     -10.428      33.084    -20.1752    126.5011 
          22      COMB12 Combination         Max   6.597E-03     -16.160      33.152     -8.4763    129.5524 
          22      COMB12 Combination         Min   6.597E-03     -16.160      33.152     -8.4763    129.5524 
          22      COMB13 Combination         Max       6.313     -12.970      33.766    -13.5917    155.4657 
          22      COMB13 Combination         Min      -6.232     -13.384      33.753    -13.5926    106.9233 
          22      COMB14 Combination         Max       1.143      -6.043      33.976      4.7652    146.5572 
          22      COMB14 Combination         Min      -1.062     -20.312      33.542    -31.9494    115.8318 
          22         INV Combination         Max       6.313      -5.965      33.976      4.7652    155.4657 
          22         INV Combination         Min      -6.232     -20.312      30.244    -31.9494     95.3905 
          23          PP   LinStatic               4.873E-03      -0.411      24.245      0.7672     61.8603 
          23        PERM   LinStatic               8.178E-03      -1.213       6.542      2.2633     51.2367 
          23        NEVE   LinStatic               5.596E-03      -0.830       2.766      1.5486     35.0567 
          23      VENTOX   LinStatic                   0.205       0.205      -0.682     -0.3812     -7.5175 
          23      VENTOY   LinStatic                  -0.195      -2.598      -0.619      3.5477     -3.1446 
          23      SISMAX LinRespSpec         Max       4.000       0.266   3.454E-03   9.285E-05     17.8115 
          23      SISMAY LinRespSpec         Max       0.644       2.261       0.196      3.4690     18.7233 
          23        TERM   LinStatic                  -0.801      -0.327      -0.015      0.9282     -3.9918 
          23       COMB1 Combination         Max      -0.788      -1.951      30.772      3.9588    109.1052 
          23       COMB1 Combination         Min      -0.788      -1.951      30.772      3.9588    109.1052 
          23       COMB2 Combination         Max      -0.782      -2.782      33.538      5.5073    144.1619 
          23       COMB2 Combination         Min      -0.782      -2.782      33.538      5.5073    144.1619 
          23       COMB3 Combination         Max      -0.583      -1.747      30.091      3.5775    101.5877 
          23       COMB3 Combination         Min      -0.583      -1.747      30.091      3.5775    101.5877 
          23       COMB4 Combination         Max      -0.984      -4.550      30.153      7.5064    105.9606 
          23       COMB4 Combination         Min      -0.984      -4.550      30.153      7.5064    105.9606 
          23       COMB5 Combination         Max      -0.577      -2.577      32.857      5.1261    136.6444 
          23       COMB5 Combination         Min      -0.577      -2.577      32.857      5.1261    136.6444 
          23       COMB6 Combination         Max      -0.978      -5.380      32.919      9.0550    141.0173 
          23       COMB6 Combination         Min      -0.978      -5.380      32.919      9.0550    141.0173 
          23       COMB7 Combination         Max       0.814      -1.298      30.802      2.1023    117.0887 
          23       COMB7 Combination         Min       0.814      -1.298      30.802      2.1023    117.0887 
          23       COMB8 Combination         Max       0.820      -2.128      33.568      3.6509    152.1454 
          23       COMB8 Combination         Min       0.820      -2.128      33.568      3.6509    152.1454 
          23       COMB9 Combination         Max       1.019      -1.094      30.120      1.7211    109.5712 
          23       COMB9 Combination         Min       1.019      -1.094      30.120      1.7211    109.5712 
          23      COMB10 Combination         Max       0.619      -3.896      30.182      5.6500    113.9442 
          23      COMB10 Combination         Min       0.619      -3.896      30.182      5.6500    113.9442 
          23      COMB11 Combination         Max       1.025      -1.924      32.886      3.2696    144.6279 
          23      COMB11 Combination         Min       1.025      -1.924      32.886      3.2696    144.6279 
          23      COMB12 Combination         Max       0.624      -4.727      32.948      7.1985    149.0009 
          23      COMB12 Combination         Min       0.624      -4.727      32.948      7.1985    149.0009 
          23      COMB13 Combination         Max       4.018      -2.189      33.556      4.5792    165.9652 
          23      COMB13 Combination         Min      -3.981      -2.721      33.550      4.5790    130.3422 
          23      COMB14 Combination         Max       0.663      -0.194      33.749      8.0481    166.8770 
          23      COMB14 Combination         Min      -0.625      -4.716      33.357      1.1101    129.4304 
          23         INV Combination         Max       4.018      -0.194      33.749      9.0550    166.8770 
          23         INV Combination         Min      -3.981      -5.380      30.091      1.1101    101.5877 
          24          PP   LinStatic                   0.011      -2.163      24.212    -34.0417     66.5785 
          24        PERM   LinStatic               2.433E-03      -6.326       6.491     11.7454     61.0028 
          24        NEVE   LinStatic               1.665E-03      -4.328       2.731      8.0363     41.7387 
          24      VENTOX   LinStatic                   0.354       1.065      -0.674     -1.9761     -8.7809 
          24      VENTOY   LinStatic                  -0.336      -4.268      -0.617      8.6497     -4.7149 
          24      SISMAX LinRespSpec         Max       6.219       0.349       0.013      0.0041     24.4865 
          24      SISMAY LinRespSpec         Max       1.172       6.398       0.173     16.3004     19.7965 
          24        TERM   LinStatic                  -2.453      -1.660      -0.012      4.5595    -10.4517 
          24       COMB1 Combination         Max      -2.439     -10.149      30.691    -17.7368    117.1295 
          24       COMB1 Combination         Min      -2.439     -10.149      30.691    -17.7368    117.1295 
          24       COMB2 Combination         Max      -2.437     -14.477      33.421     -9.7005    158.8682 
          24       COMB2 Combination         Min      -2.437     -14.477      33.421     -9.7005    158.8682 
          24       COMB3 Combination         Max      -2.085      -9.084      30.017    -19.7128    108.3486 
          24       COMB3 Combination         Min      -2.085      -9.084      30.017    -19.7128    108.3486 
          24       COMB4 Combination         Max      -2.775     -14.417      30.073     -9.0871    112.4146 
          24       COMB4 Combination         Min      -2.775     -14.417      30.073     -9.0871    112.4146 
          24       COMB5 Combination         Max      -2.083     -13.412      32.748    -11.6765    150.0873 
          24       COMB5 Combination         Min      -2.083     -13.412      32.748    -11.6765    150.0873 
          24       COMB6 Combination         Max      -2.773     -18.745      32.804     -1.0508    154.1534 
          24       COMB6 Combination         Min      -2.773     -18.745      32.804     -1.0508    154.1534 
          24       COMB7 Combination         Max       2.466      -6.829      30.714    -26.8558    138.0330 
          24       COMB7 Combination         Min       2.466      -6.829      30.714    -26.8558    138.0330 
          24       COMB8 Combination         Max       2.468     -11.157      33.445    -18.8195    179.7717 
          24       COMB8 Combination         Min       2.468     -11.157      33.445    -18.8195    179.7717 
          24       COMB9 Combination         Max       2.820      -5.765      30.041    -28.8319    129.2521 
          24       COMB9 Combination         Min       2.820      -5.765      30.041    -28.8319    129.2521 
          24      COMB10 Combination         Max       2.130     -11.098      30.097    -18.2061    133.3181 
          24      COMB10 Combination         Min       2.130     -11.098      30.097    -18.2061    133.3181 
          24      COMB11 Combination         Max       2.822     -10.093      32.771    -20.7956    170.9908 
          24      COMB11 Combination         Min       2.822     -10.093      32.771    -20.7956    170.9908 
          24      COMB12 Combination         Max       2.132     -15.426      32.827    -10.1698    175.0569 
          24      COMB12 Combination         Min       2.132     -15.426      32.827    -10.1698    175.0569 
          24      COMB13 Combination         Max       6.234     -12.468      33.446    -14.2559    193.8064 
          24      COMB13 Combination         Min      -6.204     -13.166      33.420    -14.2642    144.8335 
          24      COMB14 Combination         Max       1.187      -6.419      33.606      2.0404    189.1165 
          24      COMB14 Combination         Min      -1.157     -19.215      33.260    -30.5604    149.5235 
          24         INV Combination         Max       6.234      -5.765      33.606      2.0404    193.8064 
          24         INV Combination         Min      -6.204     -19.215      30.017    -30.5604    108.3486 
          25          PP   LinStatic              -1.815E-03      -0.380      24.098      0.7097     74.1106 
          25        PERM   LinStatic                  -0.013      -0.995       6.408      1.8563     70.1384 
          25        NEVE   LinStatic              -8.590E-03      -0.681       2.674      1.2701     47.9894 
          25      VENTOX   LinStatic                   0.208       0.167      -0.660     -0.3113    -10.8445 
          25      VENTOY   LinStatic                  -0.192      -2.534      -0.611      3.3750     -5.6264 
          25      SISMAX LinRespSpec         Max       3.840       0.469       0.024      0.0031     20.0909 
          25      SISMAY LinRespSpec         Max       0.816       2.077       0.147      3.0534     22.4358 
          25        TERM   LinStatic                  -2.054      -0.336  -5.432E-03      0.9468    -13.2676 
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          25       COMB1 Combination         Max      -2.068      -1.711      30.501      3.5127    130.9814 
          25       COMB1 Combination         Min      -2.068      -1.711      30.501      3.5127    130.9814 
          25       COMB2 Combination         Max      -2.077      -2.391      33.175      4.7828    178.9708 
          25       COMB2 Combination         Min      -2.077      -2.391      33.175      4.7828    178.9708 
          25       COMB3 Combination         Max      -1.860      -1.544      29.841      3.2014    120.1369 
          25       COMB3 Combination         Min      -1.860      -1.544      29.841      3.2014    120.1369 
          25       COMB4 Combination         Max      -2.261      -4.245      29.890      6.8878    125.3550 
          25       COMB4 Combination         Min      -2.261      -4.245      29.890      6.8878    125.3550 
          25       COMB5 Combination         Max      -1.869      -2.224      32.514      4.4715    168.1263 
          25       COMB5 Combination         Min      -1.869      -2.224      32.514      4.4715    168.1263 
          25       COMB6 Combination         Max      -2.270      -4.925      32.564      8.1578    173.3444 
          25       COMB6 Combination         Min      -2.270      -4.925      32.564      8.1578    173.3444 
          25       COMB7 Combination         Max       2.040      -1.039      30.512      1.6192    157.5166 
          25       COMB7 Combination         Min       2.040      -1.039      30.512      1.6192    157.5166 
          25       COMB8 Combination         Max       2.031      -1.719      33.186      2.8893    205.5060 
          25       COMB8 Combination         Min       2.031      -1.719      33.186      2.8893    205.5060 
          25       COMB9 Combination         Max       2.248      -0.872      29.851      1.3079    146.6721 
          25       COMB9 Combination         Min       2.248      -0.872      29.851      1.3079    146.6721 
          25      COMB10 Combination         Max       1.847      -3.572      29.901      4.9942    151.8902 
          25      COMB10 Combination         Min       1.847      -3.572      29.901      4.9942    151.8902 
          25      COMB11 Combination         Max       2.239      -1.552      32.525      2.5780    194.6615 
          25      COMB11 Combination         Min       2.239      -1.552      32.525      2.5780    194.6615 
          25      COMB12 Combination         Max       1.839      -4.253      32.575      6.2643    199.8796 
          25      COMB12 Combination         Min       1.839      -4.253      32.575      6.2643    199.8796 
          25      COMB13 Combination         Max       3.817      -1.587      33.204      3.8392    212.3294 
          25      COMB13 Combination         Min      -3.862      -2.524      33.157      3.8329    172.1475 
          25      COMB14 Combination         Max       0.793       0.021      33.327      6.8895    214.6743 
          25      COMB14 Combination         Min      -0.839      -4.132      33.033      0.7826    169.8026 
          25         INV Combination         Max       3.817       0.021      33.327      8.1578    214.6743 
          25         INV Combination         Min      -3.862      -4.925      29.841      0.7826    120.1369 
          26          PP   LinStatic                  -0.086      -1.866      24.048    -34.5907     77.0732 
          26        PERM   LinStatic                  -0.049      -4.213       6.336      7.8280     69.7499 
          26        NEVE   LinStatic                  -0.033      -2.883       2.625      5.3560     47.7236 
          26      VENTOX   LinStatic                   0.364       0.705      -0.649     -1.3104    -11.1388 
          26      VENTOY   LinStatic                  -0.321      -4.186      -0.606      8.0680     -5.2083 
          26      SISMAX LinRespSpec         Max       6.169       0.652       0.037      0.0235     31.2242 
          26      SISMAY LinRespSpec         Max       1.212       5.645       0.121     14.2851     23.8017 
          26        TERM   LinStatic                  -4.574      -1.755   5.837E-03      4.7392    -25.4972 
          26       COMB1 Combination         Max      -4.708      -7.834      30.390    -22.0235    121.3259 
          26       COMB1 Combination         Min      -4.708      -7.834      30.390    -22.0235    121.3259 
          26       COMB2 Combination         Max      -4.742     -10.716      33.015    -16.6675    169.0496 
          26       COMB2 Combination         Min      -4.742     -10.716      33.015    -16.6675    169.0496 
          26       COMB3 Combination         Max      -4.345      -7.128      29.742    -23.3338    110.1871 
          26       COMB3 Combination         Min      -4.345      -7.128      29.742    -23.3338    110.1871 
          26       COMB4 Combination         Max      -5.030     -12.020      29.784    -13.9555    116.1176 
          26       COMB4 Combination         Min      -5.030     -12.020      29.784    -13.9555    116.1176 
          26       COMB5 Combination         Max      -4.378     -10.011      32.367    -17.9778    157.9108 
          26       COMB5 Combination         Min      -4.378     -10.011      32.367    -17.9778    157.9108 
          26       COMB6 Combination         Max      -5.063     -14.903      32.409     -8.5994    163.8412 
          26       COMB6 Combination         Min      -5.063     -14.903      32.409     -8.5994    163.8412 
          26       COMB7 Combination         Max       4.439      -4.324      30.379    -31.5019    172.3203 
          26       COMB7 Combination         Min       4.439      -4.324      30.379    -31.5019    172.3203 
          26       COMB8 Combination         Max       4.406      -7.207      33.003    -26.1459    220.0439 
          26       COMB8 Combination         Min       4.406      -7.207      33.003    -26.1459    220.0439 
          26       COMB9 Combination         Max       4.803      -3.619      29.730    -32.8123    161.1815 
          26       COMB9 Combination         Min       4.803      -3.619      29.730    -32.8123    161.1815 
          26      COMB10 Combination         Max       4.118      -8.511      29.772    -23.4339    167.1120 
          26      COMB10 Combination         Min       4.118      -8.511      29.772    -23.4339    167.1120 
          26      COMB11 Combination         Max       4.769      -6.501      32.355    -27.4562    208.9052 
          26      COMB11 Combination         Min       4.769      -6.501      32.355    -27.4562    208.9052 
          26      COMB12 Combination         Max       4.084     -11.393      32.397    -18.0779    214.8356 
          26      COMB12 Combination         Min       4.084     -11.393      32.397    -18.0779    214.8356 
          26      COMB13 Combination         Max       6.001      -8.309      33.047    -21.3831    225.7709 
          26      COMB13 Combination         Min      -6.337      -9.614      32.972    -21.4302    163.3226 
          26      COMB14 Combination         Max       1.044      -3.317      33.130     -7.1216    218.3484 
          26      COMB14 Combination         Min      -1.380     -14.607      32.888    -35.6918    170.7451 
          26         INV Combination         Max       6.001      -3.317      33.130     -7.1216    225.7709 
          26         INV Combination         Min      -6.337     -14.903      29.730    -35.6918    110.1871 
          27          PP   LinStatic                  -0.199      -0.244      23.928     47.5591     37.6885 
          27        PERM   LinStatic                  -0.122      -0.101       6.254     21.5992     33.2223 
          27        NEVE   LinStatic                  -0.083      -0.069       2.569     14.8524     22.6570 
          27      VENTOX   LinStatic                   1.406       0.020      -0.634     -3.7103     -4.1200 
          27      VENTOY   LinStatic                  -0.310      -3.665      -0.601     11.8819     -2.3523 
          27      SISMAX LinRespSpec         Max       5.768       0.454       0.059      0.4796     24.4764 
          27      SISMAY LinRespSpec         Max       1.228       5.298       0.090     34.7431     11.9924 
          27        TERM   LinStatic                  -5.376      -2.009       0.025      7.3827    -22.6495 
          27       COMB1 Combination         Max      -5.697      -2.354      30.207     76.5410     48.2613 
          27       COMB1 Combination         Min      -5.697      -2.354      30.207     76.5410     48.2613 
          27       COMB2 Combination         Max      -5.781      -2.423      32.776     91.3934     70.9183 
          27       COMB2 Combination         Min      -5.781      -2.423      32.776     91.3934     70.9183 
          27       COMB3 Combination         Max      -4.292      -2.335      29.574     72.8307     44.1413 
          27       COMB3 Combination         Min      -4.292      -2.335      29.574     72.8307     44.1413 
          27       COMB4 Combination         Max      -6.007      -6.020      29.606     88.4229     45.9090 
          27       COMB4 Combination         Min      -6.007      -6.020      29.606     88.4229     45.9090 
          27       COMB5 Combination         Max      -4.375      -2.404      32.142     87.6831     66.7983 
          27       COMB5 Combination         Min      -4.375      -2.404      32.142     87.6831     66.7983 
          27       COMB6 Combination         Max      -6.091      -6.089      32.175    103.2753     68.5660 
          27       COMB6 Combination         Min      -6.091      -6.089      32.175    103.2753     68.5660 
          27       COMB7 Combination         Max       5.055       1.664      30.157     61.7756     93.5603 
          27       COMB7 Combination         Min       5.055       1.664      30.157     61.7756     93.5603 
          27       COMB8 Combination         Max       4.972       1.595      32.726     76.6280    116.2174 
          27       COMB8 Combination         Min       4.972       1.595      32.726     76.6280    116.2174 
          27       COMB9 Combination         Max       6.460       1.684      29.523     58.0653     89.4403 
          27       COMB9 Combination         Min       6.460       1.684      29.523     58.0653     89.4403 
          27      COMB10 Combination         Max       4.745      -2.001      29.556     73.6575     91.2080 
          27      COMB10 Combination         Min       4.745      -2.001      29.556     73.6575     91.2080 
          27      COMB11 Combination         Max       6.377       1.615      32.092     72.9177    112.0974 
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          27      COMB11 Combination         Min       6.377       1.615      32.092     72.9177    112.0974 
          27      COMB12 Combination         Max       4.662      -2.070      32.124     88.5099    113.8650 
          27      COMB12 Combination         Min       4.662      -2.070      32.124     88.5099    113.8650 
          27      COMB13 Combination         Max       5.364       0.040      32.810     84.4903    118.0443 
          27      COMB13 Combination         Min      -6.173      -0.868      32.692     83.5311     69.0914 
          27      COMB14 Combination         Max       0.824       4.884      32.841    118.7537    105.5602 
          27      COMB14 Combination         Min      -1.633      -5.712      32.661     49.2676     81.5755 
          27         INV Combination         Max       6.460       4.884      32.841    118.7537    118.0443 
          27         INV Combination         Min      -6.173      -6.089      29.523     49.2676     44.1413 
          ~1          PP   LinStatic                   0.000       0.000      24.695      0.0000      0.0000 
          ~1        PERM   LinStatic                   0.000       0.000       6.744      0.0000      0.0000 
          ~1        NEVE   LinStatic                   0.000       0.000       2.904      0.0000      0.0000 
          ~1      VENTOX   LinStatic                   0.000       0.000      -0.711      0.0000      0.0000 
          ~1      VENTOY   LinStatic                   0.000       0.000      -0.805      0.0000      0.0000 
          ~1      SISMAX LinRespSpec         Max       0.000       0.000       0.077      0.0000      0.0000 
          ~1      SISMAY LinRespSpec         Max       0.000       0.000       0.284      0.0000      0.0000 
          ~1        TERM   LinStatic                   0.000       0.000       0.026      0.0000      0.0000 
          ~1       COMB1 Combination         Max       0.000       0.000      31.465      0.0000      0.0000 
          ~1       COMB1 Combination         Min       0.000       0.000      31.465      0.0000      0.0000 
          ~1       COMB2 Combination         Max       0.000       0.000      34.369      0.0000      0.0000 
          ~1       COMB2 Combination         Min       0.000       0.000      34.369      0.0000      0.0000 
          ~1       COMB3 Combination         Max       0.000       0.000      30.754      0.0000      0.0000 
          ~1       COMB3 Combination         Min       0.000       0.000      30.754      0.0000      0.0000 
          ~1       COMB4 Combination         Max       0.000       0.000      30.660      0.0000      0.0000 
          ~1       COMB4 Combination         Min       0.000       0.000      30.660      0.0000      0.0000 
          ~1       COMB5 Combination         Max       0.000       0.000      33.658      0.0000      0.0000 
          ~1       COMB5 Combination         Min       0.000       0.000      33.658      0.0000      0.0000 
          ~1       COMB6 Combination         Max       0.000       0.000      33.564      0.0000      0.0000 
          ~1       COMB6 Combination         Min       0.000       0.000      33.564      0.0000      0.0000 
          ~1       COMB7 Combination         Max       0.000       0.000      31.414      0.0000      0.0000 
          ~1       COMB7 Combination         Min       0.000       0.000      31.414      0.0000      0.0000 
          ~1       COMB8 Combination         Max       0.000       0.000      34.317      0.0000      0.0000 
          ~1       COMB8 Combination         Min       0.000       0.000      34.317      0.0000      0.0000 
          ~1       COMB9 Combination         Max       0.000       0.000      30.703      0.0000      0.0000 
          ~1       COMB9 Combination         Min       0.000       0.000      30.703      0.0000      0.0000 
          ~1      COMB10 Combination         Max       0.000       0.000      30.609      0.0000      0.0000 
          ~1      COMB10 Combination         Min       0.000       0.000      30.609      0.0000      0.0000 
          ~1      COMB11 Combination         Max       0.000       0.000      33.607      0.0000      0.0000 
          ~1      COMB11 Combination         Min       0.000       0.000      33.607      0.0000      0.0000 
          ~1      COMB12 Combination         Max       0.000       0.000      33.513      0.0000      0.0000 
          ~1      COMB12 Combination         Min       0.000       0.000      33.513      0.0000      0.0000 
          ~1      COMB13 Combination         Max       0.000       0.000      34.420      0.0000      0.0000 
          ~1      COMB13 Combination         Min       0.000       0.000      34.266      0.0000      0.0000 
          ~1      COMB14 Combination         Max       0.000       0.000      34.627      0.0000      0.0000 
          ~1      COMB14 Combination         Min       0.000       0.000      34.059      0.0000      0.0000 
          ~1         INV Combination         Max       0.000       0.000      34.627      0.0000      0.0000 
          ~1         INV Combination         Min       0.000       0.000      30.609      0.0000      0.0000 
          ~2          PP   LinStatic                   0.000       0.000      24.666      0.0000      0.0000 
          ~2        PERM   LinStatic                   0.000       0.000       6.736      0.0000      0.0000 
          ~2        NEVE   LinStatic                   0.000       0.000       2.898      0.0000      0.0000 
          ~2      VENTOX   LinStatic                   0.000       0.000      -0.710      0.0000      0.0000 
          ~2      VENTOY   LinStatic                   0.000       0.000      -0.803      0.0000      0.0000 
          ~2      SISMAX LinRespSpec         Max       0.000       0.000       0.073      0.0000      0.0000 
          ~2      SISMAY LinRespSpec         Max       0.000       0.000       0.283      0.0000      0.0000 
          ~2        TERM   LinStatic                   0.000       0.000       0.022      0.0000      0.0000 
          ~2       COMB1 Combination         Max       0.000       0.000      31.424      0.0000      0.0000 
          ~2       COMB1 Combination         Min       0.000       0.000      31.424      0.0000      0.0000 
          ~2       COMB2 Combination         Max       0.000       0.000      34.322      0.0000      0.0000 
          ~2       COMB2 Combination         Min       0.000       0.000      34.322      0.0000      0.0000 
          ~2       COMB3 Combination         Max       0.000       0.000      30.714      0.0000      0.0000 
          ~2       COMB3 Combination         Min       0.000       0.000      30.714      0.0000      0.0000 
          ~2       COMB4 Combination         Max       0.000       0.000      30.621      0.0000      0.0000 
          ~2       COMB4 Combination         Min       0.000       0.000      30.621      0.0000      0.0000 
          ~2       COMB5 Combination         Max       0.000       0.000      33.612      0.0000      0.0000 
          ~2       COMB5 Combination         Min       0.000       0.000      33.612      0.0000      0.0000 
          ~2       COMB6 Combination         Max       0.000       0.000      33.519      0.0000      0.0000 
          ~2       COMB6 Combination         Min       0.000       0.000      33.519      0.0000      0.0000 
          ~2       COMB7 Combination         Max       0.000       0.000      31.380      0.0000      0.0000 
          ~2       COMB7 Combination         Min       0.000       0.000      31.380      0.0000      0.0000 
          ~2       COMB8 Combination         Max       0.000       0.000      34.279      0.0000      0.0000 
          ~2       COMB8 Combination         Min       0.000       0.000      34.279      0.0000      0.0000 
          ~2       COMB9 Combination         Max       0.000       0.000      30.670      0.0000      0.0000 
          ~2       COMB9 Combination         Min       0.000       0.000      30.670      0.0000      0.0000 
          ~2      COMB10 Combination         Max       0.000       0.000      30.577      0.0000      0.0000 
          ~2      COMB10 Combination         Min       0.000       0.000      30.577      0.0000      0.0000 
          ~2      COMB11 Combination         Max       0.000       0.000      33.569      0.0000      0.0000 
          ~2      COMB11 Combination         Min       0.000       0.000      33.569      0.0000      0.0000 
          ~2      COMB12 Combination         Max       0.000       0.000      33.476      0.0000      0.0000 
          ~2      COMB12 Combination         Min       0.000       0.000      33.476      0.0000      0.0000 
          ~2      COMB13 Combination         Max       0.000       0.000      34.373      0.0000      0.0000 
          ~2      COMB13 Combination         Min       0.000       0.000      34.227      0.0000      0.0000 
          ~2      COMB14 Combination         Max       0.000       0.000      34.583      0.0000      0.0000 
          ~2      COMB14 Combination         Min       0.000       0.000      34.018      0.0000      0.0000 
          ~2         INV Combination         Max       0.000       0.000      34.583      0.0000      0.0000 
          ~2         INV Combination         Min       0.000       0.000      30.577      0.0000      0.0000 
          ~3          PP   LinStatic                   0.000       0.000      24.640      0.0000      0.0000 
          ~3        PERM   LinStatic                   0.000       0.000       6.729      0.0000      0.0000 
          ~3        NEVE   LinStatic                   0.000       0.000       2.894      0.0000      0.0000 
          ~3      VENTOX   LinStatic                   0.000       0.000      -0.709      0.0000      0.0000 
          ~3      VENTOY   LinStatic                   0.000       0.000      -0.801      0.0000      0.0000 
          ~3      SISMAX LinRespSpec         Max       0.000       0.000       0.069      0.0000      0.0000 
          ~3      SISMAY LinRespSpec         Max       0.000       0.000       0.281      0.0000      0.0000 
          ~3        TERM   LinStatic                   0.000       0.000       0.017      0.0000      0.0000 
          ~3       COMB1 Combination         Max       0.000       0.000      31.387      0.0000      0.0000 
          ~3       COMB1 Combination         Min       0.000       0.000      31.387      0.0000      0.0000 
          ~3       COMB2 Combination         Max       0.000       0.000      34.280      0.0000      0.0000 
          ~3       COMB2 Combination         Min       0.000       0.000      34.280      0.0000      0.0000 
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          ~3       COMB3 Combination         Max       0.000       0.000      30.678      0.0000      0.0000 
          ~3       COMB3 Combination         Min       0.000       0.000      30.678      0.0000      0.0000 
          ~3       COMB4 Combination         Max       0.000       0.000      30.586      0.0000      0.0000 
          ~3       COMB4 Combination         Min       0.000       0.000      30.586      0.0000      0.0000 
          ~3       COMB5 Combination         Max       0.000       0.000      33.572      0.0000      0.0000 
          ~3       COMB5 Combination         Min       0.000       0.000      33.572      0.0000      0.0000 
          ~3       COMB6 Combination         Max       0.000       0.000      33.479      0.0000      0.0000 
          ~3       COMB6 Combination         Min       0.000       0.000      33.479      0.0000      0.0000 
          ~3       COMB7 Combination         Max       0.000       0.000      31.352      0.0000      0.0000 
          ~3       COMB7 Combination         Min       0.000       0.000      31.352      0.0000      0.0000 
          ~3       COMB8 Combination         Max       0.000       0.000      34.246      0.0000      0.0000 
          ~3       COMB8 Combination         Min       0.000       0.000      34.246      0.0000      0.0000 
          ~3       COMB9 Combination         Max       0.000       0.000      30.643      0.0000      0.0000 
          ~3       COMB9 Combination         Min       0.000       0.000      30.643      0.0000      0.0000 
          ~3      COMB10 Combination         Max       0.000       0.000      30.551      0.0000      0.0000 
          ~3      COMB10 Combination         Min       0.000       0.000      30.551      0.0000      0.0000 
          ~3      COMB11 Combination         Max       0.000       0.000      33.537      0.0000      0.0000 
          ~3      COMB11 Combination         Min       0.000       0.000      33.537      0.0000      0.0000 
          ~3      COMB12 Combination         Max       0.000       0.000      33.445      0.0000      0.0000 
          ~3      COMB12 Combination         Min       0.000       0.000      33.445      0.0000      0.0000 
          ~3      COMB13 Combination         Max       0.000       0.000      34.332      0.0000      0.0000 
          ~3      COMB13 Combination         Min       0.000       0.000      34.194      0.0000      0.0000 
          ~3      COMB14 Combination         Max       0.000       0.000      34.544      0.0000      0.0000 
          ~3      COMB14 Combination         Min       0.000       0.000      33.982      0.0000      0.0000 
          ~3         INV Combination         Max       0.000       0.000      34.544      0.0000      0.0000 
          ~3         INV Combination         Min       0.000       0.000      30.551      0.0000      0.0000 
          ~4          PP   LinStatic                   0.000       0.000      24.624      0.0000      0.0000 
          ~4        PERM   LinStatic                   0.000       0.000       6.725      0.0000      0.0000 
          ~4        NEVE   LinStatic                   0.000       0.000       2.891      0.0000      0.0000 
          ~4      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
          ~4      VENTOY   LinStatic                   0.000       0.000      -0.800      0.0000      0.0000 
          ~4      SISMAX LinRespSpec         Max       0.000       0.000       0.065      0.0000      0.0000 
          ~4      SISMAY LinRespSpec         Max       0.000       0.000       0.280      0.0000      0.0000 
          ~4        TERM   LinStatic                   0.000       0.000       0.013      0.0000      0.0000 
          ~4       COMB1 Combination         Max       0.000       0.000      31.362      0.0000      0.0000 
          ~4       COMB1 Combination         Min       0.000       0.000      31.362      0.0000      0.0000 
          ~4       COMB2 Combination         Max       0.000       0.000      34.253      0.0000      0.0000 
          ~4       COMB2 Combination         Min       0.000       0.000      34.253      0.0000      0.0000 
          ~4       COMB3 Combination         Max       0.000       0.000      30.654      0.0000      0.0000 
          ~4       COMB3 Combination         Min       0.000       0.000      30.654      0.0000      0.0000 
          ~4       COMB4 Combination         Max       0.000       0.000      30.563      0.0000      0.0000 
          ~4       COMB4 Combination         Min       0.000       0.000      30.563      0.0000      0.0000 
          ~4       COMB5 Combination         Max       0.000       0.000      33.545      0.0000      0.0000 
          ~4       COMB5 Combination         Min       0.000       0.000      33.545      0.0000      0.0000 
          ~4       COMB6 Combination         Max       0.000       0.000      33.453      0.0000      0.0000 
          ~4       COMB6 Combination         Min       0.000       0.000      33.453      0.0000      0.0000 
          ~4       COMB7 Combination         Max       0.000       0.000      31.335      0.0000      0.0000 
          ~4       COMB7 Combination         Min       0.000       0.000      31.335      0.0000      0.0000 
          ~4       COMB8 Combination         Max       0.000       0.000      34.226      0.0000      0.0000 
          ~4       COMB8 Combination         Min       0.000       0.000      34.226      0.0000      0.0000 
          ~4       COMB9 Combination         Max       0.000       0.000      30.627      0.0000      0.0000 
          ~4       COMB9 Combination         Min       0.000       0.000      30.627      0.0000      0.0000 
          ~4      COMB10 Combination         Max       0.000       0.000      30.536      0.0000      0.0000 
          ~4      COMB10 Combination         Min       0.000       0.000      30.536      0.0000      0.0000 
          ~4      COMB11 Combination         Max       0.000       0.000      33.518      0.0000      0.0000 
          ~4      COMB11 Combination         Min       0.000       0.000      33.518      0.0000      0.0000 
          ~4      COMB12 Combination         Max       0.000       0.000      33.426      0.0000      0.0000 
          ~4      COMB12 Combination         Min       0.000       0.000      33.426      0.0000      0.0000 
          ~4      COMB13 Combination         Max       0.000       0.000      34.304      0.0000      0.0000 
          ~4      COMB13 Combination         Min       0.000       0.000      34.175      0.0000      0.0000 
          ~4      COMB14 Combination         Max       0.000       0.000      34.520      0.0000      0.0000 
          ~4      COMB14 Combination         Min       0.000       0.000      33.960      0.0000      0.0000 
          ~4         INV Combination         Max       0.000       0.000      34.520      0.0000      0.0000 
          ~4         INV Combination         Min       0.000       0.000      30.536      0.0000      0.0000 
          ~5          PP   LinStatic                   0.000       0.000      24.608      0.0000      0.0000 
          ~5        PERM   LinStatic                   0.000       0.000       6.721      0.0000      0.0000 
          ~5        NEVE   LinStatic                   0.000       0.000       2.888      0.0000      0.0000 
          ~5      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
          ~5      VENTOY   LinStatic                   0.000       0.000      -0.799      0.0000      0.0000 
          ~5      SISMAX LinRespSpec         Max       0.000       0.000       0.061      0.0000      0.0000 
          ~5      SISMAY LinRespSpec         Max       0.000       0.000       0.278      0.0000      0.0000 
          ~5        TERM   LinStatic                   0.000       0.000   9.566E-03      0.0000      0.0000 
          ~5       COMB1 Combination         Max       0.000       0.000      31.339      0.0000      0.0000 
          ~5       COMB1 Combination         Min       0.000       0.000      31.339      0.0000      0.0000 
          ~5       COMB2 Combination         Max       0.000       0.000      34.227      0.0000      0.0000 
          ~5       COMB2 Combination         Min       0.000       0.000      34.227      0.0000      0.0000 
          ~5       COMB3 Combination         Max       0.000       0.000      30.631      0.0000      0.0000 
          ~5       COMB3 Combination         Min       0.000       0.000      30.631      0.0000      0.0000 
          ~5       COMB4 Combination         Max       0.000       0.000      30.540      0.0000      0.0000 
          ~5       COMB4 Combination         Min       0.000       0.000      30.540      0.0000      0.0000 
          ~5       COMB5 Combination         Max       0.000       0.000      33.519      0.0000      0.0000 
          ~5       COMB5 Combination         Min       0.000       0.000      33.519      0.0000      0.0000 
          ~5       COMB6 Combination         Max       0.000       0.000      33.429      0.0000      0.0000 
          ~5       COMB6 Combination         Min       0.000       0.000      33.429      0.0000      0.0000 
          ~5       COMB7 Combination         Max       0.000       0.000      31.320      0.0000      0.0000 
          ~5       COMB7 Combination         Min       0.000       0.000      31.320      0.0000      0.0000 
          ~5       COMB8 Combination         Max       0.000       0.000      34.208      0.0000      0.0000 
          ~5       COMB8 Combination         Min       0.000       0.000      34.208      0.0000      0.0000 
          ~5       COMB9 Combination         Max       0.000       0.000      30.612      0.0000      0.0000 
          ~5       COMB9 Combination         Min       0.000       0.000      30.612      0.0000      0.0000 
          ~5      COMB10 Combination         Max       0.000       0.000      30.521      0.0000      0.0000 
          ~5      COMB10 Combination         Min       0.000       0.000      30.521      0.0000      0.0000 
          ~5      COMB11 Combination         Max       0.000       0.000      33.500      0.0000      0.0000 
          ~5      COMB11 Combination         Min       0.000       0.000      33.500      0.0000      0.0000 
          ~5      COMB12 Combination         Max       0.000       0.000      33.409      0.0000      0.0000 
          ~5      COMB12 Combination         Min       0.000       0.000      33.409      0.0000      0.0000 
          ~5      COMB13 Combination         Max       0.000       0.000      34.278      0.0000      0.0000 
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          ~5      COMB13 Combination         Min       0.000       0.000      34.157      0.0000      0.0000 
          ~5      COMB14 Combination         Max       0.000       0.000      34.496      0.0000      0.0000 
          ~5      COMB14 Combination         Min       0.000       0.000      33.939      0.0000      0.0000 
          ~5         INV Combination         Max       0.000       0.000      34.496      0.0000      0.0000 
          ~5         INV Combination         Min       0.000       0.000      30.521      0.0000      0.0000 
          ~6          PP   LinStatic                   0.000       0.000      24.597      0.0000      0.0000 
          ~6        PERM   LinStatic                   0.000       0.000       6.719      0.0000      0.0000 
          ~6        NEVE   LinStatic                   0.000       0.000       2.887      0.0000      0.0000 
          ~6      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
          ~6      VENTOY   LinStatic                   0.000       0.000      -0.798      0.0000      0.0000 
          ~6      SISMAX LinRespSpec         Max       0.000       0.000       0.057      0.0000      0.0000 
          ~6      SISMAY LinRespSpec         Max       0.000       0.000       0.277      0.0000      0.0000 
          ~6        TERM   LinStatic                   0.000       0.000   6.661E-03      0.0000      0.0000 
          ~6       COMB1 Combination         Max       0.000       0.000      31.323      0.0000      0.0000 
          ~6       COMB1 Combination         Min       0.000       0.000      31.323      0.0000      0.0000 
          ~6       COMB2 Combination         Max       0.000       0.000      34.209      0.0000      0.0000 
          ~6       COMB2 Combination         Min       0.000       0.000      34.209      0.0000      0.0000 
          ~6       COMB3 Combination         Max       0.000       0.000      30.615      0.0000      0.0000 
          ~6       COMB3 Combination         Min       0.000       0.000      30.615      0.0000      0.0000 
          ~6       COMB4 Combination         Max       0.000       0.000      30.525      0.0000      0.0000 
          ~6       COMB4 Combination         Min       0.000       0.000      30.525      0.0000      0.0000 
          ~6       COMB5 Combination         Max       0.000       0.000      33.501      0.0000      0.0000 
          ~6       COMB5 Combination         Min       0.000       0.000      33.501      0.0000      0.0000 
          ~6       COMB6 Combination         Max       0.000       0.000      33.412      0.0000      0.0000 
          ~6       COMB6 Combination         Min       0.000       0.000      33.412      0.0000      0.0000 
          ~6       COMB7 Combination         Max       0.000       0.000      31.309      0.0000      0.0000 
          ~6       COMB7 Combination         Min       0.000       0.000      31.309      0.0000      0.0000 
          ~6       COMB8 Combination         Max       0.000       0.000      34.196      0.0000      0.0000 
          ~6       COMB8 Combination         Min       0.000       0.000      34.196      0.0000      0.0000 
          ~6       COMB9 Combination         Max       0.000       0.000      30.601      0.0000      0.0000 
          ~6       COMB9 Combination         Min       0.000       0.000      30.601      0.0000      0.0000 
          ~6      COMB10 Combination         Max       0.000       0.000      30.512      0.0000      0.0000 
          ~6      COMB10 Combination         Min       0.000       0.000      30.512      0.0000      0.0000 
          ~6      COMB11 Combination         Max       0.000       0.000      33.488      0.0000      0.0000 
          ~6      COMB11 Combination         Min       0.000       0.000      33.488      0.0000      0.0000 
          ~6      COMB12 Combination         Max       0.000       0.000      33.398      0.0000      0.0000 
          ~6      COMB12 Combination         Min       0.000       0.000      33.398      0.0000      0.0000 
          ~6      COMB13 Combination         Max       0.000       0.000      34.260      0.0000      0.0000 
          ~6      COMB13 Combination         Min       0.000       0.000      34.145      0.0000      0.0000 
          ~6      COMB14 Combination         Max       0.000       0.000      34.479      0.0000      0.0000 
          ~6      COMB14 Combination         Min       0.000       0.000      33.926      0.0000      0.0000 
          ~6         INV Combination         Max       0.000       0.000      34.479      0.0000      0.0000 
          ~6         INV Combination         Min       0.000       0.000      30.512      0.0000      0.0000 
          ~7          PP   LinStatic                   0.000       0.000      24.592      0.0000      0.0000 
          ~7        PERM   LinStatic                   0.000       0.000       6.718      0.0000      0.0000 
          ~7        NEVE   LinStatic                   0.000       0.000       2.886      0.0000      0.0000 
          ~7      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
          ~7      VENTOY   LinStatic                   0.000       0.000      -0.797      0.0000      0.0000 
          ~7      SISMAX LinRespSpec         Max       0.000       0.000       0.053      0.0000      0.0000 
          ~7      SISMAY LinRespSpec         Max       0.000       0.000       0.275      0.0000      0.0000 
          ~7        TERM   LinStatic                   0.000       0.000   3.404E-03      0.0000      0.0000 
          ~7       COMB1 Combination         Max       0.000       0.000      31.314      0.0000      0.0000 
          ~7       COMB1 Combination         Min       0.000       0.000      31.314      0.0000      0.0000 
          ~7       COMB2 Combination         Max       0.000       0.000      34.200      0.0000      0.0000 
          ~7       COMB2 Combination         Min       0.000       0.000      34.200      0.0000      0.0000 
          ~7       COMB3 Combination         Max       0.000       0.000      30.606      0.0000      0.0000 
          ~7       COMB3 Combination         Min       0.000       0.000      30.606      0.0000      0.0000 
          ~7       COMB4 Combination         Max       0.000       0.000      30.517      0.0000      0.0000 
          ~7       COMB4 Combination         Min       0.000       0.000      30.517      0.0000      0.0000 
          ~7       COMB5 Combination         Max       0.000       0.000      33.492      0.0000      0.0000 
          ~7       COMB5 Combination         Min       0.000       0.000      33.492      0.0000      0.0000 
          ~7       COMB6 Combination         Max       0.000       0.000      33.403      0.0000      0.0000 
          ~7       COMB6 Combination         Min       0.000       0.000      33.403      0.0000      0.0000 
          ~7       COMB7 Combination         Max       0.000       0.000      31.307      0.0000      0.0000 
          ~7       COMB7 Combination         Min       0.000       0.000      31.307      0.0000      0.0000 
          ~7       COMB8 Combination         Max       0.000       0.000      34.193      0.0000      0.0000 
          ~7       COMB8 Combination         Min       0.000       0.000      34.193      0.0000      0.0000 
          ~7       COMB9 Combination         Max       0.000       0.000      30.599      0.0000      0.0000 
          ~7       COMB9 Combination         Min       0.000       0.000      30.599      0.0000      0.0000 
          ~7      COMB10 Combination         Max       0.000       0.000      30.510      0.0000      0.0000 
          ~7      COMB10 Combination         Min       0.000       0.000      30.510      0.0000      0.0000 
          ~7      COMB11 Combination         Max       0.000       0.000      33.485      0.0000      0.0000 
          ~7      COMB11 Combination         Min       0.000       0.000      33.485      0.0000      0.0000 
          ~7      COMB12 Combination         Max       0.000       0.000      33.396      0.0000      0.0000 
          ~7      COMB12 Combination         Min       0.000       0.000      33.396      0.0000      0.0000 
          ~7      COMB13 Combination         Max       0.000       0.000      34.250      0.0000      0.0000 
          ~7      COMB13 Combination         Min       0.000       0.000      34.143      0.0000      0.0000 
          ~7      COMB14 Combination         Max       0.000       0.000      34.471      0.0000      0.0000 
          ~7      COMB14 Combination         Min       0.000       0.000      33.921      0.0000      0.0000 
          ~7         INV Combination         Max       0.000       0.000      34.471      0.0000      0.0000 
          ~7         INV Combination         Min       0.000       0.000      30.510      0.0000      0.0000 
          ~8          PP   LinStatic                   0.000       0.000      24.594      0.0000      0.0000 
          ~8        PERM   LinStatic                   0.000       0.000       6.720      0.0000      0.0000 
          ~8        NEVE   LinStatic                   0.000       0.000       2.887      0.0000      0.0000 
          ~8      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
          ~8      VENTOY   LinStatic                   0.000       0.000      -0.797      0.0000      0.0000 
          ~8      SISMAX LinRespSpec         Max       0.000       0.000       0.050      0.0000      0.0000 
          ~8      SISMAY LinRespSpec         Max       0.000       0.000       0.274      0.0000      0.0000 
          ~8        TERM   LinStatic                   0.000       0.000   5.035E-04      0.0000      0.0000 
          ~8       COMB1 Combination         Max       0.000       0.000      31.314      0.0000      0.0000 
          ~8       COMB1 Combination         Min       0.000       0.000      31.314      0.0000      0.0000 
          ~8       COMB2 Combination         Max       0.000       0.000      34.201      0.0000      0.0000 
          ~8       COMB2 Combination         Min       0.000       0.000      34.201      0.0000      0.0000 
          ~8       COMB3 Combination         Max       0.000       0.000      30.606      0.0000      0.0000 
          ~8       COMB3 Combination         Min       0.000       0.000      30.606      0.0000      0.0000 
          ~8       COMB4 Combination         Max       0.000       0.000      30.517      0.0000      0.0000 
          ~8       COMB4 Combination         Min       0.000       0.000      30.517      0.0000      0.0000 
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          ~8       COMB5 Combination         Max       0.000       0.000      33.493      0.0000      0.0000 
          ~8       COMB5 Combination         Min       0.000       0.000      33.493      0.0000      0.0000 
          ~8       COMB6 Combination         Max       0.000       0.000      33.404      0.0000      0.0000 
          ~8       COMB6 Combination         Min       0.000       0.000      33.404      0.0000      0.0000 
          ~8       COMB7 Combination         Max       0.000       0.000      31.313      0.0000      0.0000 
          ~8       COMB7 Combination         Min       0.000       0.000      31.313      0.0000      0.0000 
          ~8       COMB8 Combination         Max       0.000       0.000      34.200      0.0000      0.0000 
          ~8       COMB8 Combination         Min       0.000       0.000      34.200      0.0000      0.0000 
          ~8       COMB9 Combination         Max       0.000       0.000      30.605      0.0000      0.0000 
          ~8       COMB9 Combination         Min       0.000       0.000      30.605      0.0000      0.0000 
          ~8      COMB10 Combination         Max       0.000       0.000      30.516      0.0000      0.0000 
          ~8      COMB10 Combination         Min       0.000       0.000      30.516      0.0000      0.0000 
          ~8      COMB11 Combination         Max       0.000       0.000      33.492      0.0000      0.0000 
          ~8      COMB11 Combination         Min       0.000       0.000      33.492      0.0000      0.0000 
          ~8      COMB12 Combination         Max       0.000       0.000      33.403      0.0000      0.0000 
          ~8      COMB12 Combination         Min       0.000       0.000      33.403      0.0000      0.0000 
          ~8      COMB13 Combination         Max       0.000       0.000      34.251      0.0000      0.0000 
          ~8      COMB13 Combination         Min       0.000       0.000      34.150      0.0000      0.0000 
          ~8      COMB14 Combination         Max       0.000       0.000      34.474      0.0000      0.0000 
          ~8      COMB14 Combination         Min       0.000       0.000      33.927      0.0000      0.0000 
          ~8         INV Combination         Max       0.000       0.000      34.474      0.0000      0.0000 
          ~8         INV Combination         Min       0.000       0.000      30.516      0.0000      0.0000 
          ~9          PP   LinStatic                   0.000       0.000      24.578      0.0000      0.0000 
          ~9        PERM   LinStatic                   0.000       0.000       6.716      0.0000      0.0000 
          ~9        NEVE   LinStatic                   0.000       0.000       2.884      0.0000      0.0000 
          ~9      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
          ~9      VENTOY   LinStatic                   0.000       0.000      -0.795      0.0000      0.0000 
          ~9      SISMAX LinRespSpec         Max       0.000       0.000       0.047      0.0000      0.0000 
          ~9      SISMAY LinRespSpec         Max       0.000       0.000       0.271      0.0000      0.0000 
          ~9        TERM   LinStatic                   0.000       0.000  -2.073E-03      0.0000      0.0000 
          ~9       COMB1 Combination         Max       0.000       0.000      31.292      0.0000      0.0000 
          ~9       COMB1 Combination         Min       0.000       0.000      31.292      0.0000      0.0000 
          ~9       COMB2 Combination         Max       0.000       0.000      34.176      0.0000      0.0000 
          ~9       COMB2 Combination         Min       0.000       0.000      34.176      0.0000      0.0000 
          ~9       COMB3 Combination         Max       0.000       0.000      30.584      0.0000      0.0000 
          ~9       COMB3 Combination         Min       0.000       0.000      30.584      0.0000      0.0000 
          ~9       COMB4 Combination         Max       0.000       0.000      30.497      0.0000      0.0000 
          ~9       COMB4 Combination         Min       0.000       0.000      30.497      0.0000      0.0000 
          ~9       COMB5 Combination         Max       0.000       0.000      33.468      0.0000      0.0000 
          ~9       COMB5 Combination         Min       0.000       0.000      33.468      0.0000      0.0000 
          ~9       COMB6 Combination         Max       0.000       0.000      33.381      0.0000      0.0000 
          ~9       COMB6 Combination         Min       0.000       0.000      33.381      0.0000      0.0000 
          ~9       COMB7 Combination         Max       0.000       0.000      31.296      0.0000      0.0000 
          ~9       COMB7 Combination         Min       0.000       0.000      31.296      0.0000      0.0000 
          ~9       COMB8 Combination         Max       0.000       0.000      34.180      0.0000      0.0000 
          ~9       COMB8 Combination         Min       0.000       0.000      34.180      0.0000      0.0000 
          ~9       COMB9 Combination         Max       0.000       0.000      30.588      0.0000      0.0000 
          ~9       COMB9 Combination         Min       0.000       0.000      30.588      0.0000      0.0000 
          ~9      COMB10 Combination         Max       0.000       0.000      30.501      0.0000      0.0000 
          ~9      COMB10 Combination         Min       0.000       0.000      30.501      0.0000      0.0000 
          ~9      COMB11 Combination         Max       0.000       0.000      33.472      0.0000      0.0000 
          ~9      COMB11 Combination         Min       0.000       0.000      33.472      0.0000      0.0000 
          ~9      COMB12 Combination         Max       0.000       0.000      33.385      0.0000      0.0000 
          ~9      COMB12 Combination         Min       0.000       0.000      33.385      0.0000      0.0000 
          ~9      COMB13 Combination         Max       0.000       0.000      34.225      0.0000      0.0000 
          ~9      COMB13 Combination         Min       0.000       0.000      34.132      0.0000      0.0000 
          ~9      COMB14 Combination         Max       0.000       0.000      34.450      0.0000      0.0000 
          ~9      COMB14 Combination         Min       0.000       0.000      33.907      0.0000      0.0000 
          ~9         INV Combination         Max       0.000       0.000      34.450      0.0000      0.0000 
          ~9         INV Combination         Min       0.000       0.000      30.497      0.0000      0.0000 
         ~10          PP   LinStatic                   0.000       0.000      24.548      0.0000      0.0000 
         ~10        PERM   LinStatic                   0.000       0.000       6.708      0.0000      0.0000 
         ~10        NEVE   LinStatic                   0.000       0.000       2.879      0.0000      0.0000 
         ~10      VENTOX   LinStatic                   0.000       0.000      -0.707      0.0000      0.0000 
         ~10      VENTOY   LinStatic                   0.000       0.000      -0.793      0.0000      0.0000 
         ~10      SISMAX LinRespSpec         Max       0.000       0.000       0.044      0.0000      0.0000 
         ~10      SISMAY LinRespSpec         Max       0.000       0.000       0.269      0.0000      0.0000 
         ~10        TERM   LinStatic                   0.000       0.000  -3.694E-03      0.0000      0.0000 
         ~10       COMB1 Combination         Max       0.000       0.000      31.252      0.0000      0.0000 
         ~10       COMB1 Combination         Min       0.000       0.000      31.252      0.0000      0.0000 
         ~10       COMB2 Combination         Max       0.000       0.000      34.131      0.0000      0.0000 
         ~10       COMB2 Combination         Min       0.000       0.000      34.131      0.0000      0.0000 
         ~10       COMB3 Combination         Max       0.000       0.000      30.546      0.0000      0.0000 
         ~10       COMB3 Combination         Min       0.000       0.000      30.546      0.0000      0.0000 
         ~10       COMB4 Combination         Max       0.000       0.000      30.460      0.0000      0.0000 
         ~10       COMB4 Combination         Min       0.000       0.000      30.460      0.0000      0.0000 
         ~10       COMB5 Combination         Max       0.000       0.000      33.425      0.0000      0.0000 
         ~10       COMB5 Combination         Min       0.000       0.000      33.425      0.0000      0.0000 
         ~10       COMB6 Combination         Max       0.000       0.000      33.338      0.0000      0.0000 
         ~10       COMB6 Combination         Min       0.000       0.000      33.338      0.0000      0.0000 
         ~10       COMB7 Combination         Max       0.000       0.000      31.260      0.0000      0.0000 
         ~10       COMB7 Combination         Min       0.000       0.000      31.260      0.0000      0.0000 
         ~10       COMB8 Combination         Max       0.000       0.000      34.139      0.0000      0.0000 
         ~10       COMB8 Combination         Min       0.000       0.000      34.139      0.0000      0.0000 
         ~10       COMB9 Combination         Max       0.000       0.000      30.553      0.0000      0.0000 
         ~10       COMB9 Combination         Min       0.000       0.000      30.553      0.0000      0.0000 
         ~10      COMB10 Combination         Max       0.000       0.000      30.467      0.0000      0.0000 
         ~10      COMB10 Combination         Min       0.000       0.000      30.467      0.0000      0.0000 
         ~10      COMB11 Combination         Max       0.000       0.000      33.432      0.0000      0.0000 
         ~10      COMB11 Combination         Min       0.000       0.000      33.432      0.0000      0.0000 
         ~10      COMB12 Combination         Max       0.000       0.000      33.346      0.0000      0.0000 
         ~10      COMB12 Combination         Min       0.000       0.000      33.346      0.0000      0.0000 
         ~10      COMB13 Combination         Max       0.000       0.000      34.179      0.0000      0.0000 
         ~10      COMB13 Combination         Min       0.000       0.000      34.091      0.0000      0.0000 
         ~10      COMB14 Combination         Max       0.000       0.000      34.404      0.0000      0.0000 
         ~10      COMB14 Combination         Min       0.000       0.000      33.866      0.0000      0.0000 
         ~10         INV Combination         Max       0.000       0.000      34.404      0.0000      0.0000 
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         ~10         INV Combination         Min       0.000       0.000      30.460      0.0000      0.0000 
         ~11          PP   LinStatic                   0.000       0.000      24.523      0.0000      0.0000 
         ~11        PERM   LinStatic                   0.000       0.000       6.701      0.0000      0.0000 
         ~11        NEVE   LinStatic                   0.000       0.000       2.874      0.0000      0.0000 
         ~11      VENTOX   LinStatic                   0.000       0.000      -0.706      0.0000      0.0000 
         ~11      VENTOY   LinStatic                   0.000       0.000      -0.791      0.0000      0.0000 
         ~11      SISMAX LinRespSpec         Max       0.000       0.000       0.041      0.0000      0.0000 
         ~11      SISMAY LinRespSpec         Max       0.000       0.000       0.266      0.0000      0.0000 
         ~11        TERM   LinStatic                   0.000       0.000  -5.515E-03      0.0000      0.0000 
         ~11       COMB1 Combination         Max       0.000       0.000      31.218      0.0000      0.0000 
         ~11       COMB1 Combination         Min       0.000       0.000      31.218      0.0000      0.0000 
         ~11       COMB2 Combination         Max       0.000       0.000      34.092      0.0000      0.0000 
         ~11       COMB2 Combination         Min       0.000       0.000      34.092      0.0000      0.0000 
         ~11       COMB3 Combination         Max       0.000       0.000      30.512      0.0000      0.0000 
         ~11       COMB3 Combination         Min       0.000       0.000      30.512      0.0000      0.0000 
         ~11       COMB4 Combination         Max       0.000       0.000      30.427      0.0000      0.0000 
         ~11       COMB4 Combination         Min       0.000       0.000      30.427      0.0000      0.0000 
         ~11       COMB5 Combination         Max       0.000       0.000      33.386      0.0000      0.0000 
         ~11       COMB5 Combination         Min       0.000       0.000      33.386      0.0000      0.0000 
         ~11       COMB6 Combination         Max       0.000       0.000      33.301      0.0000      0.0000 
         ~11       COMB6 Combination         Min       0.000       0.000      33.301      0.0000      0.0000 
         ~11       COMB7 Combination         Max       0.000       0.000      31.229      0.0000      0.0000 
         ~11       COMB7 Combination         Min       0.000       0.000      31.229      0.0000      0.0000 
         ~11       COMB8 Combination         Max       0.000       0.000      34.103      0.0000      0.0000 
         ~11       COMB8 Combination         Min       0.000       0.000      34.103      0.0000      0.0000 
         ~11       COMB9 Combination         Max       0.000       0.000      30.523      0.0000      0.0000 
         ~11       COMB9 Combination         Min       0.000       0.000      30.523      0.0000      0.0000 
         ~11      COMB10 Combination         Max       0.000       0.000      30.438      0.0000      0.0000 
         ~11      COMB10 Combination         Min       0.000       0.000      30.438      0.0000      0.0000 
         ~11      COMB11 Combination         Max       0.000       0.000      33.397      0.0000      0.0000 
         ~11      COMB11 Combination         Min       0.000       0.000      33.397      0.0000      0.0000 
         ~11      COMB12 Combination         Max       0.000       0.000      33.312      0.0000      0.0000 
         ~11      COMB12 Combination         Min       0.000       0.000      33.312      0.0000      0.0000 
         ~11      COMB13 Combination         Max       0.000       0.000      34.138      0.0000      0.0000 
         ~11      COMB13 Combination         Min       0.000       0.000      34.056      0.0000      0.0000 
         ~11      COMB14 Combination         Max       0.000       0.000      34.363      0.0000      0.0000 
         ~11      COMB14 Combination         Min       0.000       0.000      33.831      0.0000      0.0000 
         ~11         INV Combination         Max       0.000       0.000      34.363      0.0000      0.0000 
         ~11         INV Combination         Min       0.000       0.000      30.427      0.0000      0.0000 
         ~12          PP   LinStatic                   0.000       0.000      24.506      0.0000      0.0000 
         ~12        PERM   LinStatic                   0.000       0.000       6.696      0.0000      0.0000 
         ~12        NEVE   LinStatic                   0.000       0.000       2.871      0.0000      0.0000 
         ~12      VENTOX   LinStatic                   0.000       0.000      -0.705      0.0000      0.0000 
         ~12      VENTOY   LinStatic                   0.000       0.000      -0.789      0.0000      0.0000 
         ~12      SISMAX LinRespSpec         Max       0.000       0.000       0.039      0.0000      0.0000 
         ~12      SISMAY LinRespSpec         Max       0.000       0.000       0.263      0.0000      0.0000 
         ~12        TERM   LinStatic                   0.000       0.000  -7.140E-03      0.0000      0.0000 
         ~12       COMB1 Combination         Max       0.000       0.000      31.195      0.0000      0.0000 
         ~12       COMB1 Combination         Min       0.000       0.000      31.195      0.0000      0.0000 
         ~12       COMB2 Combination         Max       0.000       0.000      34.066      0.0000      0.0000 
         ~12       COMB2 Combination         Min       0.000       0.000      34.066      0.0000      0.0000 
         ~12       COMB3 Combination         Max       0.000       0.000      30.490      0.0000      0.0000 
         ~12       COMB3 Combination         Min       0.000       0.000      30.490      0.0000      0.0000 
         ~12       COMB4 Combination         Max       0.000       0.000      30.406      0.0000      0.0000 
         ~12       COMB4 Combination         Min       0.000       0.000      30.406      0.0000      0.0000 
         ~12       COMB5 Combination         Max       0.000       0.000      33.361      0.0000      0.0000 
         ~12       COMB5 Combination         Min       0.000       0.000      33.361      0.0000      0.0000 
         ~12       COMB6 Combination         Max       0.000       0.000      33.277      0.0000      0.0000 
         ~12       COMB6 Combination         Min       0.000       0.000      33.277      0.0000      0.0000 
         ~12       COMB7 Combination         Max       0.000       0.000      31.209      0.0000      0.0000 
         ~12       COMB7 Combination         Min       0.000       0.000      31.209      0.0000      0.0000 
         ~12       COMB8 Combination         Max       0.000       0.000      34.080      0.0000      0.0000 
         ~12       COMB8 Combination         Min       0.000       0.000      34.080      0.0000      0.0000 
         ~12       COMB9 Combination         Max       0.000       0.000      30.504      0.0000      0.0000 
         ~12       COMB9 Combination         Min       0.000       0.000      30.504      0.0000      0.0000 
         ~12      COMB10 Combination         Max       0.000       0.000      30.420      0.0000      0.0000 
         ~12      COMB10 Combination         Min       0.000       0.000      30.420      0.0000      0.0000 
         ~12      COMB11 Combination         Max       0.000       0.000      33.375      0.0000      0.0000 
         ~12      COMB11 Combination         Min       0.000       0.000      33.375      0.0000      0.0000 
         ~12      COMB12 Combination         Max       0.000       0.000      33.291      0.0000      0.0000 
         ~12      COMB12 Combination         Min       0.000       0.000      33.291      0.0000      0.0000 
         ~12      COMB13 Combination         Max       0.000       0.000      34.112      0.0000      0.0000 
         ~12      COMB13 Combination         Min       0.000       0.000      34.035      0.0000      0.0000 
         ~12      COMB14 Combination         Max       0.000       0.000      34.337      0.0000      0.0000 
         ~12      COMB14 Combination         Min       0.000       0.000      33.810      0.0000      0.0000 
         ~12         INV Combination         Max       0.000       0.000      34.337      0.0000      0.0000 
         ~12         INV Combination         Min       0.000       0.000      30.406      0.0000      0.0000 
         ~13          PP   LinStatic                   0.000       0.000      24.490      0.0000      0.0000 
         ~13        PERM   LinStatic                   0.000       0.000       6.690      0.0000      0.0000 
         ~13        NEVE   LinStatic                   0.000       0.000       2.867      0.0000      0.0000 
         ~13      VENTOX   LinStatic                   0.000       0.000      -0.704      0.0000      0.0000 
         ~13      VENTOY   LinStatic                   0.000       0.000      -0.787      0.0000      0.0000 
         ~13      SISMAX LinRespSpec         Max       0.000       0.000       0.036      0.0000      0.0000 
         ~13      SISMAY LinRespSpec         Max       0.000       0.000       0.260      0.0000      0.0000 
         ~13        TERM   LinStatic                   0.000       0.000  -8.695E-03      0.0000      0.0000 
         ~13       COMB1 Combination         Max       0.000       0.000      31.171      0.0000      0.0000 
         ~13       COMB1 Combination         Min       0.000       0.000      31.171      0.0000      0.0000 
         ~13       COMB2 Combination         Max       0.000       0.000      34.038      0.0000      0.0000 
         ~13       COMB2 Combination         Min       0.000       0.000      34.038      0.0000      0.0000 
         ~13       COMB3 Combination         Max       0.000       0.000      30.467      0.0000      0.0000 
         ~13       COMB3 Combination         Min       0.000       0.000      30.467      0.0000      0.0000 
         ~13       COMB4 Combination         Max       0.000       0.000      30.384      0.0000      0.0000 
         ~13       COMB4 Combination         Min       0.000       0.000      30.384      0.0000      0.0000 
         ~13       COMB5 Combination         Max       0.000       0.000      33.334      0.0000      0.0000 
         ~13       COMB5 Combination         Min       0.000       0.000      33.334      0.0000      0.0000 
         ~13       COMB6 Combination         Max       0.000       0.000      33.251      0.0000      0.0000 
         ~13       COMB6 Combination         Min       0.000       0.000      33.251      0.0000      0.0000 
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         ~13       COMB7 Combination         Max       0.000       0.000      31.189      0.0000      0.0000 
         ~13       COMB7 Combination         Min       0.000       0.000      31.189      0.0000      0.0000 
         ~13       COMB8 Combination         Max       0.000       0.000      34.056      0.0000      0.0000 
         ~13       COMB8 Combination         Min       0.000       0.000      34.056      0.0000      0.0000 
         ~13       COMB9 Combination         Max       0.000       0.000      30.485      0.0000      0.0000 
         ~13       COMB9 Combination         Min       0.000       0.000      30.485      0.0000      0.0000 
         ~13      COMB10 Combination         Max       0.000       0.000      30.402      0.0000      0.0000 
         ~13      COMB10 Combination         Min       0.000       0.000      30.402      0.0000      0.0000 
         ~13      COMB11 Combination         Max       0.000       0.000      33.352      0.0000      0.0000 
         ~13      COMB11 Combination         Min       0.000       0.000      33.352      0.0000      0.0000 
         ~13      COMB12 Combination         Max       0.000       0.000      33.269      0.0000      0.0000 
         ~13      COMB12 Combination         Min       0.000       0.000      33.269      0.0000      0.0000 
         ~13      COMB13 Combination         Max       0.000       0.000      34.083      0.0000      0.0000 
         ~13      COMB13 Combination         Min       0.000       0.000      34.011      0.0000      0.0000 
         ~13      COMB14 Combination         Max       0.000       0.000      34.308      0.0000      0.0000 
         ~13      COMB14 Combination         Min       0.000       0.000      33.787      0.0000      0.0000 
         ~13         INV Combination         Max       0.000       0.000      34.308      0.0000      0.0000 
         ~13         INV Combination         Min       0.000       0.000      30.384      0.0000      0.0000 
         ~14          PP   LinStatic                   0.000       0.000      24.477      0.0000      0.0000 
         ~14        PERM   LinStatic                   0.000       0.000       6.685      0.0000      0.0000 
         ~14        NEVE   LinStatic                   0.000       0.000       2.863      0.0000      0.0000 
         ~14      VENTOX   LinStatic                   0.000       0.000      -0.703      0.0000      0.0000 
         ~14      VENTOY   LinStatic                   0.000       0.000      -0.785      0.0000      0.0000 
         ~14      SISMAX LinRespSpec         Max       0.000       0.000       0.033      0.0000      0.0000 
         ~14      SISMAY LinRespSpec         Max       0.000       0.000       0.258      0.0000      0.0000 
         ~14        TERM   LinStatic                   0.000       0.000  -9.798E-03      0.0000      0.0000 
         ~14       COMB1 Combination         Max       0.000       0.000      31.152      0.0000      0.0000 
         ~14       COMB1 Combination         Min       0.000       0.000      31.152      0.0000      0.0000 
         ~14       COMB2 Combination         Max       0.000       0.000      34.016      0.0000      0.0000 
         ~14       COMB2 Combination         Min       0.000       0.000      34.016      0.0000      0.0000 
         ~14       COMB3 Combination         Max       0.000       0.000      30.449      0.0000      0.0000 
         ~14       COMB3 Combination         Min       0.000       0.000      30.449      0.0000      0.0000 
         ~14       COMB4 Combination         Max       0.000       0.000      30.367      0.0000      0.0000 
         ~14       COMB4 Combination         Min       0.000       0.000      30.367      0.0000      0.0000 
         ~14       COMB5 Combination         Max       0.000       0.000      33.312      0.0000      0.0000 
         ~14       COMB5 Combination         Min       0.000       0.000      33.312      0.0000      0.0000 
         ~14       COMB6 Combination         Max       0.000       0.000      33.230      0.0000      0.0000 
         ~14       COMB6 Combination         Min       0.000       0.000      33.230      0.0000      0.0000 
         ~14       COMB7 Combination         Max       0.000       0.000      31.172      0.0000      0.0000 
         ~14       COMB7 Combination         Min       0.000       0.000      31.172      0.0000      0.0000 
         ~14       COMB8 Combination         Max       0.000       0.000      34.035      0.0000      0.0000 
         ~14       COMB8 Combination         Min       0.000       0.000      34.035      0.0000      0.0000 
         ~14       COMB9 Combination         Max       0.000       0.000      30.468      0.0000      0.0000 
         ~14       COMB9 Combination         Min       0.000       0.000      30.468      0.0000      0.0000 
         ~14      COMB10 Combination         Max       0.000       0.000      30.386      0.0000      0.0000 
         ~14      COMB10 Combination         Min       0.000       0.000      30.386      0.0000      0.0000 
         ~14      COMB11 Combination         Max       0.000       0.000      33.332      0.0000      0.0000 
         ~14      COMB11 Combination         Min       0.000       0.000      33.332      0.0000      0.0000 
         ~14      COMB12 Combination         Max       0.000       0.000      33.250      0.0000      0.0000 
         ~14      COMB12 Combination         Min       0.000       0.000      33.250      0.0000      0.0000 
         ~14      COMB13 Combination         Max       0.000       0.000      34.059      0.0000      0.0000 
         ~14      COMB13 Combination         Min       0.000       0.000      33.992      0.0000      0.0000 
         ~14      COMB14 Combination         Max       0.000       0.000      34.283      0.0000      0.0000 
         ~14      COMB14 Combination         Min       0.000       0.000      33.768      0.0000      0.0000 
         ~14         INV Combination         Max       0.000       0.000      34.283      0.0000      0.0000 
         ~14         INV Combination         Min       0.000       0.000      30.367      0.0000      0.0000 
         ~15          PP   LinStatic                   0.000       0.000      24.470      0.0000      0.0000 
         ~15        PERM   LinStatic                   0.000       0.000       6.681      0.0000      0.0000 
         ~15        NEVE   LinStatic                   0.000       0.000       2.861      0.0000      0.0000 
         ~15      VENTOX   LinStatic                   0.000       0.000      -0.703      0.0000      0.0000 
         ~15      VENTOY   LinStatic                   0.000       0.000      -0.784      0.0000      0.0000 
         ~15      SISMAX LinRespSpec         Max       0.000       0.000       0.031      0.0000      0.0000 
         ~15      SISMAY LinRespSpec         Max       0.000       0.000       0.254      0.0000      0.0000 
         ~15        TERM   LinStatic                   0.000       0.000      -0.011      0.0000      0.0000 
         ~15       COMB1 Combination         Max       0.000       0.000      31.140      0.0000      0.0000 
         ~15       COMB1 Combination         Min       0.000       0.000      31.140      0.0000      0.0000 
         ~15       COMB2 Combination         Max       0.000       0.000      34.001      0.0000      0.0000 
         ~15       COMB2 Combination         Min       0.000       0.000      34.001      0.0000      0.0000 
         ~15       COMB3 Combination         Max       0.000       0.000      30.437      0.0000      0.0000 
         ~15       COMB3 Combination         Min       0.000       0.000      30.437      0.0000      0.0000 
         ~15       COMB4 Combination         Max       0.000       0.000      30.356      0.0000      0.0000 
         ~15       COMB4 Combination         Min       0.000       0.000      30.356      0.0000      0.0000 
         ~15       COMB5 Combination         Max       0.000       0.000      33.298      0.0000      0.0000 
         ~15       COMB5 Combination         Min       0.000       0.000      33.298      0.0000      0.0000 
         ~15       COMB6 Combination         Max       0.000       0.000      33.217      0.0000      0.0000 
         ~15       COMB6 Combination         Min       0.000       0.000      33.217      0.0000      0.0000 
         ~15       COMB7 Combination         Max       0.000       0.000      31.162      0.0000      0.0000 
         ~15       COMB7 Combination         Min       0.000       0.000      31.162      0.0000      0.0000 
         ~15       COMB8 Combination         Max       0.000       0.000      34.023      0.0000      0.0000 
         ~15       COMB8 Combination         Min       0.000       0.000      34.023      0.0000      0.0000 
         ~15       COMB9 Combination         Max       0.000       0.000      30.459      0.0000      0.0000 
         ~15       COMB9 Combination         Min       0.000       0.000      30.459      0.0000      0.0000 
         ~15      COMB10 Combination         Max       0.000       0.000      30.378      0.0000      0.0000 
         ~15      COMB10 Combination         Min       0.000       0.000      30.378      0.0000      0.0000 
         ~15      COMB11 Combination         Max       0.000       0.000      33.320      0.0000      0.0000 
         ~15      COMB11 Combination         Min       0.000       0.000      33.320      0.0000      0.0000 
         ~15      COMB12 Combination         Max       0.000       0.000      33.239      0.0000      0.0000 
         ~15      COMB12 Combination         Min       0.000       0.000      33.239      0.0000      0.0000 
         ~15      COMB13 Combination         Max       0.000       0.000      34.042      0.0000      0.0000 
         ~15      COMB13 Combination         Min       0.000       0.000      33.981      0.0000      0.0000 
         ~15      COMB14 Combination         Max       0.000       0.000      34.266      0.0000      0.0000 
         ~15      COMB14 Combination         Min       0.000       0.000      33.757      0.0000      0.0000 
         ~15         INV Combination         Max       0.000       0.000      34.266      0.0000      0.0000 
         ~15         INV Combination         Min       0.000       0.000      30.356      0.0000      0.0000 
         ~16          PP   LinStatic                   0.000       0.000      24.470      0.0000      0.0000 
         ~16        PERM   LinStatic                   0.000       0.000       6.679      0.0000      0.0000 
         ~16        NEVE   LinStatic                   0.000       0.000       2.860      0.0000      0.0000 
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         ~16      VENTOX   LinStatic                   0.000       0.000      -0.703      0.0000      0.0000 
         ~16      VENTOY   LinStatic                   0.000       0.000      -0.782      0.0000      0.0000 
         ~16      SISMAX LinRespSpec         Max       0.000       0.000       0.028      0.0000      0.0000 
         ~16      SISMAY LinRespSpec         Max       0.000       0.000       0.252      0.0000      0.0000 
         ~16        TERM   LinStatic                   0.000       0.000      -0.012      0.0000      0.0000 
         ~16       COMB1 Combination         Max       0.000       0.000      31.137      0.0000      0.0000 
         ~16       COMB1 Combination         Min       0.000       0.000      31.137      0.0000      0.0000 
         ~16       COMB2 Combination         Max       0.000       0.000      33.997      0.0000      0.0000 
         ~16       COMB2 Combination         Min       0.000       0.000      33.997      0.0000      0.0000 
         ~16       COMB3 Combination         Max       0.000       0.000      30.434      0.0000      0.0000 
         ~16       COMB3 Combination         Min       0.000       0.000      30.434      0.0000      0.0000 
         ~16       COMB4 Combination         Max       0.000       0.000      30.355      0.0000      0.0000 
         ~16       COMB4 Combination         Min       0.000       0.000      30.355      0.0000      0.0000 
         ~16       COMB5 Combination         Max       0.000       0.000      33.294      0.0000      0.0000 
         ~16       COMB5 Combination         Min       0.000       0.000      33.294      0.0000      0.0000 
         ~16       COMB6 Combination         Max       0.000       0.000      33.214      0.0000      0.0000 
         ~16       COMB6 Combination         Min       0.000       0.000      33.214      0.0000      0.0000 
         ~16       COMB7 Combination         Max       0.000       0.000      31.162      0.0000      0.0000 
         ~16       COMB7 Combination         Min       0.000       0.000      31.162      0.0000      0.0000 
         ~16       COMB8 Combination         Max       0.000       0.000      34.021      0.0000      0.0000 
         ~16       COMB8 Combination         Min       0.000       0.000      34.021      0.0000      0.0000 
         ~16       COMB9 Combination         Max       0.000       0.000      30.459      0.0000      0.0000 
         ~16       COMB9 Combination         Min       0.000       0.000      30.459      0.0000      0.0000 
         ~16      COMB10 Combination         Max       0.000       0.000      30.379      0.0000      0.0000 
         ~16      COMB10 Combination         Min       0.000       0.000      30.379      0.0000      0.0000 
         ~16      COMB11 Combination         Max       0.000       0.000      33.318      0.0000      0.0000 
         ~16      COMB11 Combination         Min       0.000       0.000      33.318      0.0000      0.0000 
         ~16      COMB12 Combination         Max       0.000       0.000      33.239      0.0000      0.0000 
         ~16      COMB12 Combination         Min       0.000       0.000      33.239      0.0000      0.0000 
         ~16      COMB13 Combination         Max       0.000       0.000      34.037      0.0000      0.0000 
         ~16      COMB13 Combination         Min       0.000       0.000      33.981      0.0000      0.0000 
         ~16      COMB14 Combination         Max       0.000       0.000      34.261      0.0000      0.0000 
         ~16      COMB14 Combination         Min       0.000       0.000      33.757      0.0000      0.0000 
         ~16         INV Combination         Max       0.000       0.000      34.261      0.0000      0.0000 
         ~16         INV Combination         Min       0.000       0.000      30.355      0.0000      0.0000 
         ~17          PP   LinStatic                   0.000       0.000      24.695      0.0000      0.0000 
         ~17        PERM   LinStatic                   0.000       0.000       6.744      0.0000      0.0000 
         ~17        NEVE   LinStatic                   0.000       0.000       2.904      0.0000      0.0000 
         ~17      VENTOX   LinStatic                   0.000       0.000      -0.711      0.0000      0.0000 
         ~17      VENTOY   LinStatic                   0.000       0.000      -0.625      0.0000      0.0000 
         ~17      SISMAX LinRespSpec         Max       0.000       0.000       0.077      0.0000      0.0000 
         ~17      SISMAY LinRespSpec         Max       0.000       0.000       0.284      0.0000      0.0000 
         ~17        TERM   LinStatic                   0.000       0.000       0.026      0.0000      0.0000 
         ~17       COMB1 Combination         Max       0.000       0.000      31.465      0.0000      0.0000 
         ~17       COMB1 Combination         Min       0.000       0.000      31.465      0.0000      0.0000 
         ~17       COMB2 Combination         Max       0.000       0.000      34.369      0.0000      0.0000 
         ~17       COMB2 Combination         Min       0.000       0.000      34.369      0.0000      0.0000 
         ~17       COMB3 Combination         Max       0.000       0.000      30.754      0.0000      0.0000 
         ~17       COMB3 Combination         Min       0.000       0.000      30.754      0.0000      0.0000 
         ~17       COMB4 Combination         Max       0.000       0.000      30.840      0.0000      0.0000 
         ~17       COMB4 Combination         Min       0.000       0.000      30.840      0.0000      0.0000 
         ~17       COMB5 Combination         Max       0.000       0.000      33.658      0.0000      0.0000 
         ~17       COMB5 Combination         Min       0.000       0.000      33.658      0.0000      0.0000 
         ~17       COMB6 Combination         Max       0.000       0.000      33.744      0.0000      0.0000 
         ~17       COMB6 Combination         Min       0.000       0.000      33.744      0.0000      0.0000 
         ~17       COMB7 Combination         Max       0.000       0.000      31.414      0.0000      0.0000 
         ~17       COMB7 Combination         Min       0.000       0.000      31.414      0.0000      0.0000 
         ~17       COMB8 Combination         Max       0.000       0.000      34.317      0.0000      0.0000 
         ~17       COMB8 Combination         Min       0.000       0.000      34.317      0.0000      0.0000 
         ~17       COMB9 Combination         Max       0.000       0.000      30.703      0.0000      0.0000 
         ~17       COMB9 Combination         Min       0.000       0.000      30.703      0.0000      0.0000 
         ~17      COMB10 Combination         Max       0.000       0.000      30.789      0.0000      0.0000 
         ~17      COMB10 Combination         Min       0.000       0.000      30.789      0.0000      0.0000 
         ~17      COMB11 Combination         Max       0.000       0.000      33.607      0.0000      0.0000 
         ~17      COMB11 Combination         Min       0.000       0.000      33.607      0.0000      0.0000 
         ~17      COMB12 Combination         Max       0.000       0.000      33.693      0.0000      0.0000 
         ~17      COMB12 Combination         Min       0.000       0.000      33.693      0.0000      0.0000 
         ~17      COMB13 Combination         Max       0.000       0.000      34.420      0.0000      0.0000 
         ~17      COMB13 Combination         Min       0.000       0.000      34.266      0.0000      0.0000 
         ~17      COMB14 Combination         Max       0.000       0.000      34.627      0.0000      0.0000 
         ~17      COMB14 Combination         Min       0.000       0.000      34.059      0.0000      0.0000 
         ~17         INV Combination         Max       0.000       0.000      34.627      0.0000      0.0000 
         ~17         INV Combination         Min       0.000       0.000      30.703      0.0000      0.0000 
         ~18          PP   LinStatic                   0.000       0.000      24.666      0.0000      0.0000 
         ~18        PERM   LinStatic                   0.000       0.000       6.736      0.0000      0.0000 
         ~18        NEVE   LinStatic                   0.000       0.000       2.898      0.0000      0.0000 
         ~18      VENTOX   LinStatic                   0.000       0.000      -0.710      0.0000      0.0000 
         ~18      VENTOY   LinStatic                   0.000       0.000      -0.624      0.0000      0.0000 
         ~18      SISMAX LinRespSpec         Max       0.000       0.000       0.073      0.0000      0.0000 
         ~18      SISMAY LinRespSpec         Max       0.000       0.000       0.283      0.0000      0.0000 
         ~18        TERM   LinStatic                   0.000       0.000       0.022      0.0000      0.0000 
         ~18       COMB1 Combination         Max       0.000       0.000      31.424      0.0000      0.0000 
         ~18       COMB1 Combination         Min       0.000       0.000      31.424      0.0000      0.0000 
         ~18       COMB2 Combination         Max       0.000       0.000      34.322      0.0000      0.0000 
         ~18       COMB2 Combination         Min       0.000       0.000      34.322      0.0000      0.0000 
         ~18       COMB3 Combination         Max       0.000       0.000      30.714      0.0000      0.0000 
         ~18       COMB3 Combination         Min       0.000       0.000      30.714      0.0000      0.0000 
         ~18       COMB4 Combination         Max       0.000       0.000      30.800      0.0000      0.0000 
         ~18       COMB4 Combination         Min       0.000       0.000      30.800      0.0000      0.0000 
         ~18       COMB5 Combination         Max       0.000       0.000      33.612      0.0000      0.0000 
         ~18       COMB5 Combination         Min       0.000       0.000      33.612      0.0000      0.0000 
         ~18       COMB6 Combination         Max       0.000       0.000      33.698      0.0000      0.0000 
         ~18       COMB6 Combination         Min       0.000       0.000      33.698      0.0000      0.0000 
         ~18       COMB7 Combination         Max       0.000       0.000      31.380      0.0000      0.0000 
         ~18       COMB7 Combination         Min       0.000       0.000      31.380      0.0000      0.0000 
         ~18       COMB8 Combination         Max       0.000       0.000      34.279      0.0000      0.0000 
         ~18       COMB8 Combination         Min       0.000       0.000      34.279      0.0000      0.0000 
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         ~18       COMB9 Combination         Max       0.000       0.000      30.670      0.0000      0.0000 
         ~18       COMB9 Combination         Min       0.000       0.000      30.670      0.0000      0.0000 
         ~18      COMB10 Combination         Max       0.000       0.000      30.756      0.0000      0.0000 
         ~18      COMB10 Combination         Min       0.000       0.000      30.756      0.0000      0.0000 
         ~18      COMB11 Combination         Max       0.000       0.000      33.569      0.0000      0.0000 
         ~18      COMB11 Combination         Min       0.000       0.000      33.569      0.0000      0.0000 
         ~18      COMB12 Combination         Max       0.000       0.000      33.655      0.0000      0.0000 
         ~18      COMB12 Combination         Min       0.000       0.000      33.655      0.0000      0.0000 
         ~18      COMB13 Combination         Max       0.000       0.000      34.373      0.0000      0.0000 
         ~18      COMB13 Combination         Min       0.000       0.000      34.227      0.0000      0.0000 
         ~18      COMB14 Combination         Max       0.000       0.000      34.583      0.0000      0.0000 
         ~18      COMB14 Combination         Min       0.000       0.000      34.018      0.0000      0.0000 
         ~18         INV Combination         Max       0.000       0.000      34.583      0.0000      0.0000 
         ~18         INV Combination         Min       0.000       0.000      30.670      0.0000      0.0000 
         ~19          PP   LinStatic                   0.000       0.000      24.640      0.0000      0.0000 
         ~19        PERM   LinStatic                   0.000       0.000       6.729      0.0000      0.0000 
         ~19        NEVE   LinStatic                   0.000       0.000       2.894      0.0000      0.0000 
         ~19      VENTOX   LinStatic                   0.000       0.000      -0.709      0.0000      0.0000 
         ~19      VENTOY   LinStatic                   0.000       0.000      -0.623      0.0000      0.0000 
         ~19      SISMAX LinRespSpec         Max       0.000       0.000       0.069      0.0000      0.0000 
         ~19      SISMAY LinRespSpec         Max       0.000       0.000       0.281      0.0000      0.0000 
         ~19        TERM   LinStatic                   0.000       0.000       0.017      0.0000      0.0000 
         ~19       COMB1 Combination         Max       0.000       0.000      31.387      0.0000      0.0000 
         ~19       COMB1 Combination         Min       0.000       0.000      31.387      0.0000      0.0000 
         ~19       COMB2 Combination         Max       0.000       0.000      34.280      0.0000      0.0000 
         ~19       COMB2 Combination         Min       0.000       0.000      34.280      0.0000      0.0000 
         ~19       COMB3 Combination         Max       0.000       0.000      30.678      0.0000      0.0000 
         ~19       COMB3 Combination         Min       0.000       0.000      30.678      0.0000      0.0000 
         ~19       COMB4 Combination         Max       0.000       0.000      30.763      0.0000      0.0000 
         ~19       COMB4 Combination         Min       0.000       0.000      30.763      0.0000      0.0000 
         ~19       COMB5 Combination         Max       0.000       0.000      33.572      0.0000      0.0000 
         ~19       COMB5 Combination         Min       0.000       0.000      33.572      0.0000      0.0000 
         ~19       COMB6 Combination         Max       0.000       0.000      33.657      0.0000      0.0000 
         ~19       COMB6 Combination         Min       0.000       0.000      33.657      0.0000      0.0000 
         ~19       COMB7 Combination         Max       0.000       0.000      31.352      0.0000      0.0000 
         ~19       COMB7 Combination         Min       0.000       0.000      31.352      0.0000      0.0000 
         ~19       COMB8 Combination         Max       0.000       0.000      34.246      0.0000      0.0000 
         ~19       COMB8 Combination         Min       0.000       0.000      34.246      0.0000      0.0000 
         ~19       COMB9 Combination         Max       0.000       0.000      30.643      0.0000      0.0000 
         ~19       COMB9 Combination         Min       0.000       0.000      30.643      0.0000      0.0000 
         ~19      COMB10 Combination         Max       0.000       0.000      30.729      0.0000      0.0000 
         ~19      COMB10 Combination         Min       0.000       0.000      30.729      0.0000      0.0000 
         ~19      COMB11 Combination         Max       0.000       0.000      33.537      0.0000      0.0000 
         ~19      COMB11 Combination         Min       0.000       0.000      33.537      0.0000      0.0000 
         ~19      COMB12 Combination         Max       0.000       0.000      33.622      0.0000      0.0000 
         ~19      COMB12 Combination         Min       0.000       0.000      33.622      0.0000      0.0000 
         ~19      COMB13 Combination         Max       0.000       0.000      34.332      0.0000      0.0000 
         ~19      COMB13 Combination         Min       0.000       0.000      34.194      0.0000      0.0000 
         ~19      COMB14 Combination         Max       0.000       0.000      34.544      0.0000      0.0000 
         ~19      COMB14 Combination         Min       0.000       0.000      33.982      0.0000      0.0000 
         ~19         INV Combination         Max       0.000       0.000      34.544      0.0000      0.0000 
         ~19         INV Combination         Min       0.000       0.000      30.643      0.0000      0.0000 
         ~20          PP   LinStatic                   0.000       0.000      24.624      0.0000      0.0000 
         ~20        PERM   LinStatic                   0.000       0.000       6.725      0.0000      0.0000 
         ~20        NEVE   LinStatic                   0.000       0.000       2.891      0.0000      0.0000 
         ~20      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
         ~20      VENTOY   LinStatic                   0.000       0.000      -0.623      0.0000      0.0000 
         ~20      SISMAX LinRespSpec         Max       0.000       0.000       0.065      0.0000      0.0000 
         ~20      SISMAY LinRespSpec         Max       0.000       0.000       0.280      0.0000      0.0000 
         ~20        TERM   LinStatic                   0.000       0.000       0.013      0.0000      0.0000 
         ~20       COMB1 Combination         Max       0.000       0.000      31.362      0.0000      0.0000 
         ~20       COMB1 Combination         Min       0.000       0.000      31.362      0.0000      0.0000 
         ~20       COMB2 Combination         Max       0.000       0.000      34.253      0.0000      0.0000 
         ~20       COMB2 Combination         Min       0.000       0.000      34.253      0.0000      0.0000 
         ~20       COMB3 Combination         Max       0.000       0.000      30.654      0.0000      0.0000 
         ~20       COMB3 Combination         Min       0.000       0.000      30.654      0.0000      0.0000 
         ~20       COMB4 Combination         Max       0.000       0.000      30.739      0.0000      0.0000 
         ~20       COMB4 Combination         Min       0.000       0.000      30.739      0.0000      0.0000 
         ~20       COMB5 Combination         Max       0.000       0.000      33.545      0.0000      0.0000 
         ~20       COMB5 Combination         Min       0.000       0.000      33.545      0.0000      0.0000 
         ~20       COMB6 Combination         Max       0.000       0.000      33.630      0.0000      0.0000 
         ~20       COMB6 Combination         Min       0.000       0.000      33.630      0.0000      0.0000 
         ~20       COMB7 Combination         Max       0.000       0.000      31.335      0.0000      0.0000 
         ~20       COMB7 Combination         Min       0.000       0.000      31.335      0.0000      0.0000 
         ~20       COMB8 Combination         Max       0.000       0.000      34.226      0.0000      0.0000 
         ~20       COMB8 Combination         Min       0.000       0.000      34.226      0.0000      0.0000 
         ~20       COMB9 Combination         Max       0.000       0.000      30.627      0.0000      0.0000 
         ~20       COMB9 Combination         Min       0.000       0.000      30.627      0.0000      0.0000 
         ~20      COMB10 Combination         Max       0.000       0.000      30.712      0.0000      0.0000 
         ~20      COMB10 Combination         Min       0.000       0.000      30.712      0.0000      0.0000 
         ~20      COMB11 Combination         Max       0.000       0.000      33.518      0.0000      0.0000 
         ~20      COMB11 Combination         Min       0.000       0.000      33.518      0.0000      0.0000 
         ~20      COMB12 Combination         Max       0.000       0.000      33.603      0.0000      0.0000 
         ~20      COMB12 Combination         Min       0.000       0.000      33.603      0.0000      0.0000 
         ~20      COMB13 Combination         Max       0.000       0.000      34.304      0.0000      0.0000 
         ~20      COMB13 Combination         Min       0.000       0.000      34.175      0.0000      0.0000 
         ~20      COMB14 Combination         Max       0.000       0.000      34.520      0.0000      0.0000 
         ~20      COMB14 Combination         Min       0.000       0.000      33.960      0.0000      0.0000 
         ~20         INV Combination         Max       0.000       0.000      34.520      0.0000      0.0000 
         ~20         INV Combination         Min       0.000       0.000      30.627      0.0000      0.0000 
         ~21          PP   LinStatic                   0.000       0.000      24.608      0.0000      0.0000 
         ~21        PERM   LinStatic                   0.000       0.000       6.721      0.0000      0.0000 
         ~21        NEVE   LinStatic                   0.000       0.000       2.888      0.0000      0.0000 
         ~21      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
         ~21      VENTOY   LinStatic                   0.000       0.000      -0.623      0.0000      0.0000 
         ~21      SISMAX LinRespSpec         Max       0.000       0.000       0.061      0.0000      0.0000 
         ~21      SISMAY LinRespSpec         Max       0.000       0.000       0.278      0.0000      0.0000 
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         ~21        TERM   LinStatic                   0.000       0.000   9.566E-03      0.0000      0.0000 
         ~21       COMB1 Combination         Max       0.000       0.000      31.339      0.0000      0.0000 
         ~21       COMB1 Combination         Min       0.000       0.000      31.339      0.0000      0.0000 
         ~21       COMB2 Combination         Max       0.000       0.000      34.227      0.0000      0.0000 
         ~21       COMB2 Combination         Min       0.000       0.000      34.227      0.0000      0.0000 
         ~21       COMB3 Combination         Max       0.000       0.000      30.631      0.0000      0.0000 
         ~21       COMB3 Combination         Min       0.000       0.000      30.631      0.0000      0.0000 
         ~21       COMB4 Combination         Max       0.000       0.000      30.716      0.0000      0.0000 
         ~21       COMB4 Combination         Min       0.000       0.000      30.716      0.0000      0.0000 
         ~21       COMB5 Combination         Max       0.000       0.000      33.519      0.0000      0.0000 
         ~21       COMB5 Combination         Min       0.000       0.000      33.519      0.0000      0.0000 
         ~21       COMB6 Combination         Max       0.000       0.000      33.604      0.0000      0.0000 
         ~21       COMB6 Combination         Min       0.000       0.000      33.604      0.0000      0.0000 
         ~21       COMB7 Combination         Max       0.000       0.000      31.320      0.0000      0.0000 
         ~21       COMB7 Combination         Min       0.000       0.000      31.320      0.0000      0.0000 
         ~21       COMB8 Combination         Max       0.000       0.000      34.208      0.0000      0.0000 
         ~21       COMB8 Combination         Min       0.000       0.000      34.208      0.0000      0.0000 
         ~21       COMB9 Combination         Max       0.000       0.000      30.612      0.0000      0.0000 
         ~21       COMB9 Combination         Min       0.000       0.000      30.612      0.0000      0.0000 
         ~21      COMB10 Combination         Max       0.000       0.000      30.697      0.0000      0.0000 
         ~21      COMB10 Combination         Min       0.000       0.000      30.697      0.0000      0.0000 
         ~21      COMB11 Combination         Max       0.000       0.000      33.500      0.0000      0.0000 
         ~21      COMB11 Combination         Min       0.000       0.000      33.500      0.0000      0.0000 
         ~21      COMB12 Combination         Max       0.000       0.000      33.585      0.0000      0.0000 
         ~21      COMB12 Combination         Min       0.000       0.000      33.585      0.0000      0.0000 
         ~21      COMB13 Combination         Max       0.000       0.000      34.278      0.0000      0.0000 
         ~21      COMB13 Combination         Min       0.000       0.000      34.157      0.0000      0.0000 
         ~21      COMB14 Combination         Max       0.000       0.000      34.496      0.0000      0.0000 
         ~21      COMB14 Combination         Min       0.000       0.000      33.939      0.0000      0.0000 
         ~21         INV Combination         Max       0.000       0.000      34.496      0.0000      0.0000 
         ~21         INV Combination         Min       0.000       0.000      30.612      0.0000      0.0000 
         ~22          PP   LinStatic                   0.000       0.000      24.597      0.0000      0.0000 
         ~22        PERM   LinStatic                   0.000       0.000       6.719      0.0000      0.0000 
         ~22        NEVE   LinStatic                   0.000       0.000       2.887      0.0000      0.0000 
         ~22      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
         ~22      VENTOY   LinStatic                   0.000       0.000      -0.623      0.0000      0.0000 
         ~22      SISMAX LinRespSpec         Max       0.000       0.000       0.057      0.0000      0.0000 
         ~22      SISMAY LinRespSpec         Max       0.000       0.000       0.277      0.0000      0.0000 
         ~22        TERM   LinStatic                   0.000       0.000   6.661E-03      0.0000      0.0000 
         ~22       COMB1 Combination         Max       0.000       0.000      31.323      0.0000      0.0000 
         ~22       COMB1 Combination         Min       0.000       0.000      31.323      0.0000      0.0000 
         ~22       COMB2 Combination         Max       0.000       0.000      34.209      0.0000      0.0000 
         ~22       COMB2 Combination         Min       0.000       0.000      34.209      0.0000      0.0000 
         ~22       COMB3 Combination         Max       0.000       0.000      30.615      0.0000      0.0000 
         ~22       COMB3 Combination         Min       0.000       0.000      30.615      0.0000      0.0000 
         ~22       COMB4 Combination         Max       0.000       0.000      30.699      0.0000      0.0000 
         ~22       COMB4 Combination         Min       0.000       0.000      30.699      0.0000      0.0000 
         ~22       COMB5 Combination         Max       0.000       0.000      33.501      0.0000      0.0000 
         ~22       COMB5 Combination         Min       0.000       0.000      33.501      0.0000      0.0000 
         ~22       COMB6 Combination         Max       0.000       0.000      33.586      0.0000      0.0000 
         ~22       COMB6 Combination         Min       0.000       0.000      33.586      0.0000      0.0000 
         ~22       COMB7 Combination         Max       0.000       0.000      31.309      0.0000      0.0000 
         ~22       COMB7 Combination         Min       0.000       0.000      31.309      0.0000      0.0000 
         ~22       COMB8 Combination         Max       0.000       0.000      34.196      0.0000      0.0000 
         ~22       COMB8 Combination         Min       0.000       0.000      34.196      0.0000      0.0000 
         ~22       COMB9 Combination         Max       0.000       0.000      30.601      0.0000      0.0000 
         ~22       COMB9 Combination         Min       0.000       0.000      30.601      0.0000      0.0000 
         ~22      COMB10 Combination         Max       0.000       0.000      30.686      0.0000      0.0000 
         ~22      COMB10 Combination         Min       0.000       0.000      30.686      0.0000      0.0000 
         ~22      COMB11 Combination         Max       0.000       0.000      33.488      0.0000      0.0000 
         ~22      COMB11 Combination         Min       0.000       0.000      33.488      0.0000      0.0000 
         ~22      COMB12 Combination         Max       0.000       0.000      33.572      0.0000      0.0000 
         ~22      COMB12 Combination         Min       0.000       0.000      33.572      0.0000      0.0000 
         ~22      COMB13 Combination         Max       0.000       0.000      34.260      0.0000      0.0000 
         ~22      COMB13 Combination         Min       0.000       0.000      34.145      0.0000      0.0000 
         ~22      COMB14 Combination         Max       0.000       0.000      34.479      0.0000      0.0000 
         ~22      COMB14 Combination         Min       0.000       0.000      33.926      0.0000      0.0000 
         ~22         INV Combination         Max       0.000       0.000      34.479      0.0000      0.0000 
         ~22         INV Combination         Min       0.000       0.000      30.601      0.0000      0.0000 
         ~23          PP   LinStatic                   0.000       0.000      24.592      0.0000      0.0000 
         ~23        PERM   LinStatic                   0.000       0.000       6.718      0.0000      0.0000 
         ~23        NEVE   LinStatic                   0.000       0.000       2.886      0.0000      0.0000 
         ~23      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
         ~23      VENTOY   LinStatic                   0.000       0.000      -0.624      0.0000      0.0000 
         ~23      SISMAX LinRespSpec         Max       0.000       0.000       0.053      0.0000      0.0000 
         ~23      SISMAY LinRespSpec         Max       0.000       0.000       0.275      0.0000      0.0000 
         ~23        TERM   LinStatic                   0.000       0.000   3.404E-03      0.0000      0.0000 
         ~23       COMB1 Combination         Max       0.000       0.000      31.314      0.0000      0.0000 
         ~23       COMB1 Combination         Min       0.000       0.000      31.314      0.0000      0.0000 
         ~23       COMB2 Combination         Max       0.000       0.000      34.200      0.0000      0.0000 
         ~23       COMB2 Combination         Min       0.000       0.000      34.200      0.0000      0.0000 
         ~23       COMB3 Combination         Max       0.000       0.000      30.606      0.0000      0.0000 
         ~23       COMB3 Combination         Min       0.000       0.000      30.606      0.0000      0.0000 
         ~23       COMB4 Combination         Max       0.000       0.000      30.690      0.0000      0.0000 
         ~23       COMB4 Combination         Min       0.000       0.000      30.690      0.0000      0.0000 
         ~23       COMB5 Combination         Max       0.000       0.000      33.492      0.0000      0.0000 
         ~23       COMB5 Combination         Min       0.000       0.000      33.492      0.0000      0.0000 
         ~23       COMB6 Combination         Max       0.000       0.000      33.576      0.0000      0.0000 
         ~23       COMB6 Combination         Min       0.000       0.000      33.576      0.0000      0.0000 
         ~23       COMB7 Combination         Max       0.000       0.000      31.307      0.0000      0.0000 
         ~23       COMB7 Combination         Min       0.000       0.000      31.307      0.0000      0.0000 
         ~23       COMB8 Combination         Max       0.000       0.000      34.193      0.0000      0.0000 
         ~23       COMB8 Combination         Min       0.000       0.000      34.193      0.0000      0.0000 
         ~23       COMB9 Combination         Max       0.000       0.000      30.599      0.0000      0.0000 
         ~23       COMB9 Combination         Min       0.000       0.000      30.599      0.0000      0.0000 
         ~23      COMB10 Combination         Max       0.000       0.000      30.683      0.0000      0.0000 
         ~23      COMB10 Combination         Min       0.000       0.000      30.683      0.0000      0.0000 
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         ~23      COMB11 Combination         Max       0.000       0.000      33.485      0.0000      0.0000 
         ~23      COMB11 Combination         Min       0.000       0.000      33.485      0.0000      0.0000 
         ~23      COMB12 Combination         Max       0.000       0.000      33.569      0.0000      0.0000 
         ~23      COMB12 Combination         Min       0.000       0.000      33.569      0.0000      0.0000 
         ~23      COMB13 Combination         Max       0.000       0.000      34.250      0.0000      0.0000 
         ~23      COMB13 Combination         Min       0.000       0.000      34.143      0.0000      0.0000 
         ~23      COMB14 Combination         Max       0.000       0.000      34.471      0.0000      0.0000 
         ~23      COMB14 Combination         Min       0.000       0.000      33.921      0.0000      0.0000 
         ~23         INV Combination         Max       0.000       0.000      34.471      0.0000      0.0000 
         ~23         INV Combination         Min       0.000       0.000      30.599      0.0000      0.0000 
         ~24          PP   LinStatic                   0.000       0.000      24.594      0.0000      0.0000 
         ~24        PERM   LinStatic                   0.000       0.000       6.720      0.0000      0.0000 
         ~24        NEVE   LinStatic                   0.000       0.000       2.887      0.0000      0.0000 
         ~24      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
         ~24      VENTOY   LinStatic                   0.000       0.000      -0.625      0.0000      0.0000 
         ~24      SISMAX LinRespSpec         Max       0.000       0.000       0.050      0.0000      0.0000 
         ~24      SISMAY LinRespSpec         Max       0.000       0.000       0.274      0.0000      0.0000 
         ~24        TERM   LinStatic                   0.000       0.000   5.035E-04      0.0000      0.0000 
         ~24       COMB1 Combination         Max       0.000       0.000      31.314      0.0000      0.0000 
         ~24       COMB1 Combination         Min       0.000       0.000      31.314      0.0000      0.0000 
         ~24       COMB2 Combination         Max       0.000       0.000      34.201      0.0000      0.0000 
         ~24       COMB2 Combination         Min       0.000       0.000      34.201      0.0000      0.0000 
         ~24       COMB3 Combination         Max       0.000       0.000      30.606      0.0000      0.0000 
         ~24       COMB3 Combination         Min       0.000       0.000      30.606      0.0000      0.0000 
         ~24       COMB4 Combination         Max       0.000       0.000      30.689      0.0000      0.0000 
         ~24       COMB4 Combination         Min       0.000       0.000      30.689      0.0000      0.0000 
         ~24       COMB5 Combination         Max       0.000       0.000      33.493      0.0000      0.0000 
         ~24       COMB5 Combination         Min       0.000       0.000      33.493      0.0000      0.0000 
         ~24       COMB6 Combination         Max       0.000       0.000      33.576      0.0000      0.0000 
         ~24       COMB6 Combination         Min       0.000       0.000      33.576      0.0000      0.0000 
         ~24       COMB7 Combination         Max       0.000       0.000      31.313      0.0000      0.0000 
         ~24       COMB7 Combination         Min       0.000       0.000      31.313      0.0000      0.0000 
         ~24       COMB8 Combination         Max       0.000       0.000      34.200      0.0000      0.0000 
         ~24       COMB8 Combination         Min       0.000       0.000      34.200      0.0000      0.0000 
         ~24       COMB9 Combination         Max       0.000       0.000      30.605      0.0000      0.0000 
         ~24       COMB9 Combination         Min       0.000       0.000      30.605      0.0000      0.0000 
         ~24      COMB10 Combination         Max       0.000       0.000      30.688      0.0000      0.0000 
         ~24      COMB10 Combination         Min       0.000       0.000      30.688      0.0000      0.0000 
         ~24      COMB11 Combination         Max       0.000       0.000      33.492      0.0000      0.0000 
         ~24      COMB11 Combination         Min       0.000       0.000      33.492      0.0000      0.0000 
         ~24      COMB12 Combination         Max       0.000       0.000      33.575      0.0000      0.0000 
         ~24      COMB12 Combination         Min       0.000       0.000      33.575      0.0000      0.0000 
         ~24      COMB13 Combination         Max       0.000       0.000      34.251      0.0000      0.0000 
         ~24      COMB13 Combination         Min       0.000       0.000      34.150      0.0000      0.0000 
         ~24      COMB14 Combination         Max       0.000       0.000      34.474      0.0000      0.0000 
         ~24      COMB14 Combination         Min       0.000       0.000      33.927      0.0000      0.0000 
         ~24         INV Combination         Max       0.000       0.000      34.474      0.0000      0.0000 
         ~24         INV Combination         Min       0.000       0.000      30.605      0.0000      0.0000 
         ~25          PP   LinStatic                   0.000       0.000      24.578      0.0000      0.0000 
         ~25        PERM   LinStatic                   0.000       0.000       6.716      0.0000      0.0000 
         ~25        NEVE   LinStatic                   0.000       0.000       2.884      0.0000      0.0000 
         ~25      VENTOX   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
         ~25      VENTOY   LinStatic                   0.000       0.000      -0.625      0.0000      0.0000 
         ~25      SISMAX LinRespSpec         Max       0.000       0.000       0.047      0.0000      0.0000 
         ~25      SISMAY LinRespSpec         Max       0.000       0.000       0.271      0.0000      0.0000 
         ~25        TERM   LinStatic                   0.000       0.000  -2.073E-03      0.0000      0.0000 
         ~25       COMB1 Combination         Max       0.000       0.000      31.292      0.0000      0.0000 
         ~25       COMB1 Combination         Min       0.000       0.000      31.292      0.0000      0.0000 
         ~25       COMB2 Combination         Max       0.000       0.000      34.176      0.0000      0.0000 
         ~25       COMB2 Combination         Min       0.000       0.000      34.176      0.0000      0.0000 
         ~25       COMB3 Combination         Max       0.000       0.000      30.584      0.0000      0.0000 
         ~25       COMB3 Combination         Min       0.000       0.000      30.584      0.0000      0.0000 
         ~25       COMB4 Combination         Max       0.000       0.000      30.667      0.0000      0.0000 
         ~25       COMB4 Combination         Min       0.000       0.000      30.667      0.0000      0.0000 
         ~25       COMB5 Combination         Max       0.000       0.000      33.468      0.0000      0.0000 
         ~25       COMB5 Combination         Min       0.000       0.000      33.468      0.0000      0.0000 
         ~25       COMB6 Combination         Max       0.000       0.000      33.551      0.0000      0.0000 
         ~25       COMB6 Combination         Min       0.000       0.000      33.551      0.0000      0.0000 
         ~25       COMB7 Combination         Max       0.000       0.000      31.296      0.0000      0.0000 
         ~25       COMB7 Combination         Min       0.000       0.000      31.296      0.0000      0.0000 
         ~25       COMB8 Combination         Max       0.000       0.000      34.180      0.0000      0.0000 
         ~25       COMB8 Combination         Min       0.000       0.000      34.180      0.0000      0.0000 
         ~25       COMB9 Combination         Max       0.000       0.000      30.588      0.0000      0.0000 
         ~25       COMB9 Combination         Min       0.000       0.000      30.588      0.0000      0.0000 
         ~25      COMB10 Combination         Max       0.000       0.000      30.671      0.0000      0.0000 
         ~25      COMB10 Combination         Min       0.000       0.000      30.671      0.0000      0.0000 
         ~25      COMB11 Combination         Max       0.000       0.000      33.472      0.0000      0.0000 
         ~25      COMB11 Combination         Min       0.000       0.000      33.472      0.0000      0.0000 
         ~25      COMB12 Combination         Max       0.000       0.000      33.555      0.0000      0.0000 
         ~25      COMB12 Combination         Min       0.000       0.000      33.555      0.0000      0.0000 
         ~25      COMB13 Combination         Max       0.000       0.000      34.225      0.0000      0.0000 
         ~25      COMB13 Combination         Min       0.000       0.000      34.132      0.0000      0.0000 
         ~25      COMB14 Combination         Max       0.000       0.000      34.450      0.0000      0.0000 
         ~25      COMB14 Combination         Min       0.000       0.000      33.907      0.0000      0.0000 
         ~25         INV Combination         Max       0.000       0.000      34.450      0.0000      0.0000 
         ~25         INV Combination         Min       0.000       0.000      30.584      0.0000      0.0000 
         ~26          PP   LinStatic                   0.000       0.000      24.548      0.0000      0.0000 
         ~26        PERM   LinStatic                   0.000       0.000       6.708      0.0000      0.0000 
         ~26        NEVE   LinStatic                   0.000       0.000       2.879      0.0000      0.0000 
         ~26      VENTOX   LinStatic                   0.000       0.000      -0.707      0.0000      0.0000 
         ~26      VENTOY   LinStatic                   0.000       0.000      -0.624      0.0000      0.0000 
         ~26      SISMAX LinRespSpec         Max       0.000       0.000       0.044      0.0000      0.0000 
         ~26      SISMAY LinRespSpec         Max       0.000       0.000       0.269      0.0000      0.0000 
         ~26        TERM   LinStatic                   0.000       0.000  -3.694E-03      0.0000      0.0000 
         ~26       COMB1 Combination         Max       0.000       0.000      31.252      0.0000      0.0000 
         ~26       COMB1 Combination         Min       0.000       0.000      31.252      0.0000      0.0000 
         ~26       COMB2 Combination         Max       0.000       0.000      34.131      0.0000      0.0000 
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         ~26       COMB2 Combination         Min       0.000       0.000      34.131      0.0000      0.0000 
         ~26       COMB3 Combination         Max       0.000       0.000      30.546      0.0000      0.0000 
         ~26       COMB3 Combination         Min       0.000       0.000      30.546      0.0000      0.0000 
         ~26       COMB4 Combination         Max       0.000       0.000      30.628      0.0000      0.0000 
         ~26       COMB4 Combination         Min       0.000       0.000      30.628      0.0000      0.0000 
         ~26       COMB5 Combination         Max       0.000       0.000      33.425      0.0000      0.0000 
         ~26       COMB5 Combination         Min       0.000       0.000      33.425      0.0000      0.0000 
         ~26       COMB6 Combination         Max       0.000       0.000      33.507      0.0000      0.0000 
         ~26       COMB6 Combination         Min       0.000       0.000      33.507      0.0000      0.0000 
         ~26       COMB7 Combination         Max       0.000       0.000      31.260      0.0000      0.0000 
         ~26       COMB7 Combination         Min       0.000       0.000      31.260      0.0000      0.0000 
         ~26       COMB8 Combination         Max       0.000       0.000      34.139      0.0000      0.0000 
         ~26       COMB8 Combination         Min       0.000       0.000      34.139      0.0000      0.0000 
         ~26       COMB9 Combination         Max       0.000       0.000      30.553      0.0000      0.0000 
         ~26       COMB9 Combination         Min       0.000       0.000      30.553      0.0000      0.0000 
         ~26      COMB10 Combination         Max       0.000       0.000      30.635      0.0000      0.0000 
         ~26      COMB10 Combination         Min       0.000       0.000      30.635      0.0000      0.0000 
         ~26      COMB11 Combination         Max       0.000       0.000      33.432      0.0000      0.0000 
         ~26      COMB11 Combination         Min       0.000       0.000      33.432      0.0000      0.0000 
         ~26      COMB12 Combination         Max       0.000       0.000      33.514      0.0000      0.0000 
         ~26      COMB12 Combination         Min       0.000       0.000      33.514      0.0000      0.0000 
         ~26      COMB13 Combination         Max       0.000       0.000      34.179      0.0000      0.0000 
         ~26      COMB13 Combination         Min       0.000       0.000      34.091      0.0000      0.0000 
         ~26      COMB14 Combination         Max       0.000       0.000      34.404      0.0000      0.0000 
         ~26      COMB14 Combination         Min       0.000       0.000      33.866      0.0000      0.0000 
         ~26         INV Combination         Max       0.000       0.000      34.404      0.0000      0.0000 
         ~26         INV Combination         Min       0.000       0.000      30.546      0.0000      0.0000 
         ~27          PP   LinStatic                   0.000       0.000      24.523      0.0000      0.0000 
         ~27        PERM   LinStatic                   0.000       0.000       6.701      0.0000      0.0000 
         ~27        NEVE   LinStatic                   0.000       0.000       2.874      0.0000      0.0000 
         ~27      VENTOX   LinStatic                   0.000       0.000      -0.706      0.0000      0.0000 
         ~27      VENTOY   LinStatic                   0.000       0.000      -0.624      0.0000      0.0000 
         ~27      SISMAX LinRespSpec         Max       0.000       0.000       0.041      0.0000      0.0000 
         ~27      SISMAY LinRespSpec         Max       0.000       0.000       0.266      0.0000      0.0000 
         ~27        TERM   LinStatic                   0.000       0.000  -5.515E-03      0.0000      0.0000 
         ~27       COMB1 Combination         Max       0.000       0.000      31.218      0.0000      0.0000 
         ~27       COMB1 Combination         Min       0.000       0.000      31.218      0.0000      0.0000 
         ~27       COMB2 Combination         Max       0.000       0.000      34.092      0.0000      0.0000 
         ~27       COMB2 Combination         Min       0.000       0.000      34.092      0.0000      0.0000 
         ~27       COMB3 Combination         Max       0.000       0.000      30.512      0.0000      0.0000 
         ~27       COMB3 Combination         Min       0.000       0.000      30.512      0.0000      0.0000 
         ~27       COMB4 Combination         Max       0.000       0.000      30.594      0.0000      0.0000 
         ~27       COMB4 Combination         Min       0.000       0.000      30.594      0.0000      0.0000 
         ~27       COMB5 Combination         Max       0.000       0.000      33.386      0.0000      0.0000 
         ~27       COMB5 Combination         Min       0.000       0.000      33.386      0.0000      0.0000 
         ~27       COMB6 Combination         Max       0.000       0.000      33.468      0.0000      0.0000 
         ~27       COMB6 Combination         Min       0.000       0.000      33.468      0.0000      0.0000 
         ~27       COMB7 Combination         Max       0.000       0.000      31.229      0.0000      0.0000 
         ~27       COMB7 Combination         Min       0.000       0.000      31.229      0.0000      0.0000 
         ~27       COMB8 Combination         Max       0.000       0.000      34.103      0.0000      0.0000 
         ~27       COMB8 Combination         Min       0.000       0.000      34.103      0.0000      0.0000 
         ~27       COMB9 Combination         Max       0.000       0.000      30.523      0.0000      0.0000 
         ~27       COMB9 Combination         Min       0.000       0.000      30.523      0.0000      0.0000 
         ~27      COMB10 Combination         Max       0.000       0.000      30.605      0.0000      0.0000 
         ~27      COMB10 Combination         Min       0.000       0.000      30.605      0.0000      0.0000 
         ~27      COMB11 Combination         Max       0.000       0.000      33.397      0.0000      0.0000 
         ~27      COMB11 Combination         Min       0.000       0.000      33.397      0.0000      0.0000 
         ~27      COMB12 Combination         Max       0.000       0.000      33.479      0.0000      0.0000 
         ~27      COMB12 Combination         Min       0.000       0.000      33.479      0.0000      0.0000 
         ~27      COMB13 Combination         Max       0.000       0.000      34.138      0.0000      0.0000 
         ~27      COMB13 Combination         Min       0.000       0.000      34.056      0.0000      0.0000 
         ~27      COMB14 Combination         Max       0.000       0.000      34.363      0.0000      0.0000 
         ~27      COMB14 Combination         Min       0.000       0.000      33.831      0.0000      0.0000 
         ~27         INV Combination         Max       0.000       0.000      34.363      0.0000      0.0000 
         ~27         INV Combination         Min       0.000       0.000      30.512      0.0000      0.0000 
         ~28          PP   LinStatic                   0.000       0.000      24.506      0.0000      0.0000 
         ~28        PERM   LinStatic                   0.000       0.000       6.696      0.0000      0.0000 
         ~28        NEVE   LinStatic                   0.000       0.000       2.871      0.0000      0.0000 
         ~28      VENTOX   LinStatic                   0.000       0.000      -0.705      0.0000      0.0000 
         ~28      VENTOY   LinStatic                   0.000       0.000      -0.624      0.0000      0.0000 
         ~28      SISMAX LinRespSpec         Max       0.000       0.000       0.039      0.0000      0.0000 
         ~28      SISMAY LinRespSpec         Max       0.000       0.000       0.263      0.0000      0.0000 
         ~28        TERM   LinStatic                   0.000       0.000  -7.140E-03      0.0000      0.0000 
         ~28       COMB1 Combination         Max       0.000       0.000      31.195      0.0000      0.0000 
         ~28       COMB1 Combination         Min       0.000       0.000      31.195      0.0000      0.0000 
         ~28       COMB2 Combination         Max       0.000       0.000      34.066      0.0000      0.0000 
         ~28       COMB2 Combination         Min       0.000       0.000      34.066      0.0000      0.0000 
         ~28       COMB3 Combination         Max       0.000       0.000      30.490      0.0000      0.0000 
         ~28       COMB3 Combination         Min       0.000       0.000      30.490      0.0000      0.0000 
         ~28       COMB4 Combination         Max       0.000       0.000      30.571      0.0000      0.0000 
         ~28       COMB4 Combination         Min       0.000       0.000      30.571      0.0000      0.0000 
         ~28       COMB5 Combination         Max       0.000       0.000      33.361      0.0000      0.0000 
         ~28       COMB5 Combination         Min       0.000       0.000      33.361      0.0000      0.0000 
         ~28       COMB6 Combination         Max       0.000       0.000      33.442      0.0000      0.0000 
         ~28       COMB6 Combination         Min       0.000       0.000      33.442      0.0000      0.0000 
         ~28       COMB7 Combination         Max       0.000       0.000      31.209      0.0000      0.0000 
         ~28       COMB7 Combination         Min       0.000       0.000      31.209      0.0000      0.0000 
         ~28       COMB8 Combination         Max       0.000       0.000      34.080      0.0000      0.0000 
         ~28       COMB8 Combination         Min       0.000       0.000      34.080      0.0000      0.0000 
         ~28       COMB9 Combination         Max       0.000       0.000      30.504      0.0000      0.0000 
         ~28       COMB9 Combination         Min       0.000       0.000      30.504      0.0000      0.0000 
         ~28      COMB10 Combination         Max       0.000       0.000      30.585      0.0000      0.0000 
         ~28      COMB10 Combination         Min       0.000       0.000      30.585      0.0000      0.0000 
         ~28      COMB11 Combination         Max       0.000       0.000      33.375      0.0000      0.0000 
         ~28      COMB11 Combination         Min       0.000       0.000      33.375      0.0000      0.0000 
         ~28      COMB12 Combination         Max       0.000       0.000      33.456      0.0000      0.0000 
         ~28      COMB12 Combination         Min       0.000       0.000      33.456      0.0000      0.0000 
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         ~28      COMB13 Combination         Max       0.000       0.000      34.112      0.0000      0.0000 
         ~28      COMB13 Combination         Min       0.000       0.000      34.035      0.0000      0.0000 
         ~28      COMB14 Combination         Max       0.000       0.000      34.337      0.0000      0.0000 
         ~28      COMB14 Combination         Min       0.000       0.000      33.810      0.0000      0.0000 
         ~28         INV Combination         Max       0.000       0.000      34.337      0.0000      0.0000 
         ~28         INV Combination         Min       0.000       0.000      30.490      0.0000      0.0000 
         ~29          PP   LinStatic                   0.000       0.000      24.490      0.0000      0.0000 
         ~29        PERM   LinStatic                   0.000       0.000       6.690      0.0000      0.0000 
         ~29        NEVE   LinStatic                   0.000       0.000       2.867      0.0000      0.0000 
         ~29      VENTOX   LinStatic                   0.000       0.000      -0.704      0.0000      0.0000 
         ~29      VENTOY   LinStatic                   0.000       0.000      -0.624      0.0000      0.0000 
         ~29      SISMAX LinRespSpec         Max       0.000       0.000       0.036      0.0000      0.0000 
         ~29      SISMAY LinRespSpec         Max       0.000       0.000       0.260      0.0000      0.0000 
         ~29        TERM   LinStatic                   0.000       0.000  -8.695E-03      0.0000      0.0000 
         ~29       COMB1 Combination         Max       0.000       0.000      31.171      0.0000      0.0000 
         ~29       COMB1 Combination         Min       0.000       0.000      31.171      0.0000      0.0000 
         ~29       COMB2 Combination         Max       0.000       0.000      34.038      0.0000      0.0000 
         ~29       COMB2 Combination         Min       0.000       0.000      34.038      0.0000      0.0000 
         ~29       COMB3 Combination         Max       0.000       0.000      30.467      0.0000      0.0000 
         ~29       COMB3 Combination         Min       0.000       0.000      30.467      0.0000      0.0000 
         ~29       COMB4 Combination         Max       0.000       0.000      30.547      0.0000      0.0000 
         ~29       COMB4 Combination         Min       0.000       0.000      30.547      0.0000      0.0000 
         ~29       COMB5 Combination         Max       0.000       0.000      33.334      0.0000      0.0000 
         ~29       COMB5 Combination         Min       0.000       0.000      33.334      0.0000      0.0000 
         ~29       COMB6 Combination         Max       0.000       0.000      33.414      0.0000      0.0000 
         ~29       COMB6 Combination         Min       0.000       0.000      33.414      0.0000      0.0000 
         ~29       COMB7 Combination         Max       0.000       0.000      31.189      0.0000      0.0000 
         ~29       COMB7 Combination         Min       0.000       0.000      31.189      0.0000      0.0000 
         ~29       COMB8 Combination         Max       0.000       0.000      34.056      0.0000      0.0000 
         ~29       COMB8 Combination         Min       0.000       0.000      34.056      0.0000      0.0000 
         ~29       COMB9 Combination         Max       0.000       0.000      30.485      0.0000      0.0000 
         ~29       COMB9 Combination         Min       0.000       0.000      30.485      0.0000      0.0000 
         ~29      COMB10 Combination         Max       0.000       0.000      30.564      0.0000      0.0000 
         ~29      COMB10 Combination         Min       0.000       0.000      30.564      0.0000      0.0000 
         ~29      COMB11 Combination         Max       0.000       0.000      33.352      0.0000      0.0000 
         ~29      COMB11 Combination         Min       0.000       0.000      33.352      0.0000      0.0000 
         ~29      COMB12 Combination         Max       0.000       0.000      33.432      0.0000      0.0000 
         ~29      COMB12 Combination         Min       0.000       0.000      33.432      0.0000      0.0000 
         ~29      COMB13 Combination         Max       0.000       0.000      34.083      0.0000      0.0000 
         ~29      COMB13 Combination         Min       0.000       0.000      34.011      0.0000      0.0000 
         ~29      COMB14 Combination         Max       0.000       0.000      34.308      0.0000      0.0000 
         ~29      COMB14 Combination         Min       0.000       0.000      33.787      0.0000      0.0000 
         ~29         INV Combination         Max       0.000       0.000      34.308      0.0000      0.0000 
         ~29         INV Combination         Min       0.000       0.000      30.467      0.0000      0.0000 
         ~30          PP   LinStatic                   0.000       0.000      24.477      0.0000      0.0000 
         ~30        PERM   LinStatic                   0.000       0.000       6.685      0.0000      0.0000 
         ~30        NEVE   LinStatic                   0.000       0.000       2.863      0.0000      0.0000 
         ~30      VENTOX   LinStatic                   0.000       0.000      -0.703      0.0000      0.0000 
         ~30      VENTOY   LinStatic                   0.000       0.000      -0.624      0.0000      0.0000 
         ~30      SISMAX LinRespSpec         Max       0.000       0.000       0.033      0.0000      0.0000 
         ~30      SISMAY LinRespSpec         Max       0.000       0.000       0.258      0.0000      0.0000 
         ~30        TERM   LinStatic                   0.000       0.000  -9.798E-03      0.0000      0.0000 
         ~30       COMB1 Combination         Max       0.000       0.000      31.152      0.0000      0.0000 
         ~30       COMB1 Combination         Min       0.000       0.000      31.152      0.0000      0.0000 
         ~30       COMB2 Combination         Max       0.000       0.000      34.016      0.0000      0.0000 
         ~30       COMB2 Combination         Min       0.000       0.000      34.016      0.0000      0.0000 
         ~30       COMB3 Combination         Max       0.000       0.000      30.449      0.0000      0.0000 
         ~30       COMB3 Combination         Min       0.000       0.000      30.449      0.0000      0.0000 
         ~30       COMB4 Combination         Max       0.000       0.000      30.528      0.0000      0.0000 
         ~30       COMB4 Combination         Min       0.000       0.000      30.528      0.0000      0.0000 
         ~30       COMB5 Combination         Max       0.000       0.000      33.312      0.0000      0.0000 
         ~30       COMB5 Combination         Min       0.000       0.000      33.312      0.0000      0.0000 
         ~30       COMB6 Combination         Max       0.000       0.000      33.391      0.0000      0.0000 
         ~30       COMB6 Combination         Min       0.000       0.000      33.391      0.0000      0.0000 
         ~30       COMB7 Combination         Max       0.000       0.000      31.172      0.0000      0.0000 
         ~30       COMB7 Combination         Min       0.000       0.000      31.172      0.0000      0.0000 
         ~30       COMB8 Combination         Max       0.000       0.000      34.035      0.0000      0.0000 
         ~30       COMB8 Combination         Min       0.000       0.000      34.035      0.0000      0.0000 
         ~30       COMB9 Combination         Max       0.000       0.000      30.468      0.0000      0.0000 
         ~30       COMB9 Combination         Min       0.000       0.000      30.468      0.0000      0.0000 
         ~30      COMB10 Combination         Max       0.000       0.000      30.547      0.0000      0.0000 
         ~30      COMB10 Combination         Min       0.000       0.000      30.547      0.0000      0.0000 
         ~30      COMB11 Combination         Max       0.000       0.000      33.332      0.0000      0.0000 
         ~30      COMB11 Combination         Min       0.000       0.000      33.332      0.0000      0.0000 
         ~30      COMB12 Combination         Max       0.000       0.000      33.411      0.0000      0.0000 
         ~30      COMB12 Combination         Min       0.000       0.000      33.411      0.0000      0.0000 
         ~30      COMB13 Combination         Max       0.000       0.000      34.059      0.0000      0.0000 
         ~30      COMB13 Combination         Min       0.000       0.000      33.992      0.0000      0.0000 
         ~30      COMB14 Combination         Max       0.000       0.000      34.283      0.0000      0.0000 
         ~30      COMB14 Combination         Min       0.000       0.000      33.768      0.0000      0.0000 
         ~30         INV Combination         Max       0.000       0.000      34.283      0.0000      0.0000 
         ~30         INV Combination         Min       0.000       0.000      30.449      0.0000      0.0000 
         ~31          PP   LinStatic                   0.000       0.000      24.470      0.0000      0.0000 
         ~31        PERM   LinStatic                   0.000       0.000       6.681      0.0000      0.0000 
         ~31        NEVE   LinStatic                   0.000       0.000       2.861      0.0000      0.0000 
         ~31      VENTOX   LinStatic                   0.000       0.000      -0.703      0.0000      0.0000 
         ~31      VENTOY   LinStatic                   0.000       0.000      -0.625      0.0000      0.0000 
         ~31      SISMAX LinRespSpec         Max       0.000       0.000       0.031      0.0000      0.0000 
         ~31      SISMAY LinRespSpec         Max       0.000       0.000       0.254      0.0000      0.0000 
         ~31        TERM   LinStatic                   0.000       0.000      -0.011      0.0000      0.0000 
         ~31       COMB1 Combination         Max       0.000       0.000      31.140      0.0000      0.0000 
         ~31       COMB1 Combination         Min       0.000       0.000      31.140      0.0000      0.0000 
         ~31       COMB2 Combination         Max       0.000       0.000      34.001      0.0000      0.0000 
         ~31       COMB2 Combination         Min       0.000       0.000      34.001      0.0000      0.0000 
         ~31       COMB3 Combination         Max       0.000       0.000      30.437      0.0000      0.0000 
         ~31       COMB3 Combination         Min       0.000       0.000      30.437      0.0000      0.0000 
         ~31       COMB4 Combination         Max       0.000       0.000      30.515      0.0000      0.0000 
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         ~31       COMB4 Combination         Min       0.000       0.000      30.515      0.0000      0.0000 
         ~31       COMB5 Combination         Max       0.000       0.000      33.298      0.0000      0.0000 
         ~31       COMB5 Combination         Min       0.000       0.000      33.298      0.0000      0.0000 
         ~31       COMB6 Combination         Max       0.000       0.000      33.376      0.0000      0.0000 
         ~31       COMB6 Combination         Min       0.000       0.000      33.376      0.0000      0.0000 
         ~31       COMB7 Combination         Max       0.000       0.000      31.162      0.0000      0.0000 
         ~31       COMB7 Combination         Min       0.000       0.000      31.162      0.0000      0.0000 
         ~31       COMB8 Combination         Max       0.000       0.000      34.023      0.0000      0.0000 
         ~31       COMB8 Combination         Min       0.000       0.000      34.023      0.0000      0.0000 
         ~31       COMB9 Combination         Max       0.000       0.000      30.459      0.0000      0.0000 
         ~31       COMB9 Combination         Min       0.000       0.000      30.459      0.0000      0.0000 
         ~31      COMB10 Combination         Max       0.000       0.000      30.537      0.0000      0.0000 
         ~31      COMB10 Combination         Min       0.000       0.000      30.537      0.0000      0.0000 
         ~31      COMB11 Combination         Max       0.000       0.000      33.320      0.0000      0.0000 
         ~31      COMB11 Combination         Min       0.000       0.000      33.320      0.0000      0.0000 
         ~31      COMB12 Combination         Max       0.000       0.000      33.398      0.0000      0.0000 
         ~31      COMB12 Combination         Min       0.000       0.000      33.398      0.0000      0.0000 
         ~31      COMB13 Combination         Max       0.000       0.000      34.042      0.0000      0.0000 
         ~31      COMB13 Combination         Min       0.000       0.000      33.981      0.0000      0.0000 
         ~31      COMB14 Combination         Max       0.000       0.000      34.266      0.0000      0.0000 
         ~31      COMB14 Combination         Min       0.000       0.000      33.757      0.0000      0.0000 
         ~31         INV Combination         Max       0.000       0.000      34.266      0.0000      0.0000 
         ~31         INV Combination         Min       0.000       0.000      30.437      0.0000      0.0000 
         ~32          PP   LinStatic                   0.000       0.000      24.470      0.0000      0.0000 
         ~32        PERM   LinStatic                   0.000       0.000       6.679      0.0000      0.0000 
         ~32        NEVE   LinStatic                   0.000       0.000       2.860      0.0000      0.0000 
         ~32      VENTOX   LinStatic                   0.000       0.000      -0.703      0.0000      0.0000 
         ~32      VENTOY   LinStatic                   0.000       0.000      -0.625      0.0000      0.0000 
         ~32      SISMAX LinRespSpec         Max       0.000       0.000       0.028      0.0000      0.0000 
         ~32      SISMAY LinRespSpec         Max       0.000       0.000       0.252      0.0000      0.0000 
         ~32        TERM   LinStatic                   0.000       0.000      -0.012      0.0000      0.0000 
         ~32       COMB1 Combination         Max       0.000       0.000      31.137      0.0000      0.0000 
         ~32       COMB1 Combination         Min       0.000       0.000      31.137      0.0000      0.0000 
         ~32       COMB2 Combination         Max       0.000       0.000      33.997      0.0000      0.0000 
         ~32       COMB2 Combination         Min       0.000       0.000      33.997      0.0000      0.0000 
         ~32       COMB3 Combination         Max       0.000       0.000      30.434      0.0000      0.0000 
         ~32       COMB3 Combination         Min       0.000       0.000      30.434      0.0000      0.0000 
         ~32       COMB4 Combination         Max       0.000       0.000      30.512      0.0000      0.0000 
         ~32       COMB4 Combination         Min       0.000       0.000      30.512      0.0000      0.0000 
         ~32       COMB5 Combination         Max       0.000       0.000      33.294      0.0000      0.0000 
         ~32       COMB5 Combination         Min       0.000       0.000      33.294      0.0000      0.0000 
         ~32       COMB6 Combination         Max       0.000       0.000      33.372      0.0000      0.0000 
         ~32       COMB6 Combination         Min       0.000       0.000      33.372      0.0000      0.0000 
         ~32       COMB7 Combination         Max       0.000       0.000      31.162      0.0000      0.0000 
         ~32       COMB7 Combination         Min       0.000       0.000      31.162      0.0000      0.0000 
         ~32       COMB8 Combination         Max       0.000       0.000      34.021      0.0000      0.0000 
         ~32       COMB8 Combination         Min       0.000       0.000      34.021      0.0000      0.0000 
         ~32       COMB9 Combination         Max       0.000       0.000      30.459      0.0000      0.0000 
         ~32       COMB9 Combination         Min       0.000       0.000      30.459      0.0000      0.0000 
         ~32      COMB10 Combination         Max       0.000       0.000      30.536      0.0000      0.0000 
         ~32      COMB10 Combination         Min       0.000       0.000      30.536      0.0000      0.0000 
         ~32      COMB11 Combination         Max       0.000       0.000      33.318      0.0000      0.0000 
         ~32      COMB11 Combination         Min       0.000       0.000      33.318      0.0000      0.0000 
         ~32      COMB12 Combination         Max       0.000       0.000      33.396      0.0000      0.0000 
         ~32      COMB12 Combination         Min       0.000       0.000      33.396      0.0000      0.0000 
         ~32      COMB13 Combination         Max       0.000       0.000      34.037      0.0000      0.0000 
         ~32      COMB13 Combination         Min       0.000       0.000      33.981      0.0000      0.0000 
         ~32      COMB14 Combination         Max       0.000       0.000      34.261      0.0000      0.0000 
         ~32      COMB14 Combination         Min       0.000       0.000      33.757      0.0000      0.0000 
         ~32         INV Combination         Max       0.000       0.000      34.261      0.0000      0.0000 
         ~32         INV Combination         Min       0.000       0.000      30.434      0.0000      0.0000 
         ~33          PP   LinStatic                   0.000       0.000      23.910      0.0000      0.0000 
         ~33        PERM   LinStatic                   0.000       0.000       6.247      0.0000      0.0000 
         ~33        NEVE   LinStatic                   0.000       0.000       2.564      0.0000      0.0000 
         ~33      VENTOX   LinStatic                   0.000       0.000      -0.632      0.0000      0.0000 
         ~33      VENTOY   LinStatic                   0.000       0.000      -0.660      0.0000      0.0000 
         ~33      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~33      SISMAY LinRespSpec         Max       0.000       0.000       0.084      0.0000      0.0000 
         ~33        TERM   LinStatic                   0.000       0.000       0.024      0.0000      0.0000 
         ~33       COMB1 Combination         Max       0.000       0.000      30.181      0.0000      0.0000 
         ~33       COMB1 Combination         Min       0.000       0.000      30.181      0.0000      0.0000 
         ~33       COMB2 Combination         Max       0.000       0.000      32.745      0.0000      0.0000 
         ~33       COMB2 Combination         Min       0.000       0.000      32.745      0.0000      0.0000 
         ~33       COMB3 Combination         Max       0.000       0.000      29.549      0.0000      0.0000 
         ~33       COMB3 Combination         Min       0.000       0.000      29.549      0.0000      0.0000 
         ~33       COMB4 Combination         Max       0.000       0.000      29.521      0.0000      0.0000 
         ~33       COMB4 Combination         Min       0.000       0.000      29.521      0.0000      0.0000 
         ~33       COMB5 Combination         Max       0.000       0.000      32.112      0.0000      0.0000 
         ~33       COMB5 Combination         Min       0.000       0.000      32.112      0.0000      0.0000 
         ~33       COMB6 Combination         Max       0.000       0.000      32.085      0.0000      0.0000 
         ~33       COMB6 Combination         Min       0.000       0.000      32.085      0.0000      0.0000 
         ~33       COMB7 Combination         Max       0.000       0.000      30.132      0.0000      0.0000 
         ~33       COMB7 Combination         Min       0.000       0.000      30.132      0.0000      0.0000 
         ~33       COMB8 Combination         Max       0.000       0.000      32.696      0.0000      0.0000 
         ~33       COMB8 Combination         Min       0.000       0.000      32.696      0.0000      0.0000 
         ~33       COMB9 Combination         Max       0.000       0.000      29.500      0.0000      0.0000 
         ~33       COMB9 Combination         Min       0.000       0.000      29.500      0.0000      0.0000 
         ~33      COMB10 Combination         Max       0.000       0.000      29.472      0.0000      0.0000 
         ~33      COMB10 Combination         Min       0.000       0.000      29.472      0.0000      0.0000 
         ~33      COMB11 Combination         Max       0.000       0.000      32.063      0.0000      0.0000 
         ~33      COMB11 Combination         Min       0.000       0.000      32.063      0.0000      0.0000 
         ~33      COMB12 Combination         Max       0.000       0.000      32.036      0.0000      0.0000 
         ~33      COMB12 Combination         Min       0.000       0.000      32.036      0.0000      0.0000 
         ~33      COMB13 Combination         Max       0.000       0.000      32.779      0.0000      0.0000 
         ~33      COMB13 Combination         Min       0.000       0.000      32.661      0.0000      0.0000 
         ~33      COMB14 Combination         Max       0.000       0.000      32.804      0.0000      0.0000 
         ~33      COMB14 Combination         Min       0.000       0.000      32.636      0.0000      0.0000 
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         ~33         INV Combination         Max       0.000       0.000      32.804      0.0000      0.0000 
         ~33         INV Combination         Min       0.000       0.000      29.472      0.0000      0.0000 
         ~34          PP   LinStatic                   0.000       0.000      23.888      0.0000      0.0000 
         ~34        PERM   LinStatic                   0.000       0.000       6.236      0.0000      0.0000 
         ~34        NEVE   LinStatic                   0.000       0.000       2.556      0.0000      0.0000 
         ~34      VENTOX   LinStatic                   0.000       0.000      -0.631      0.0000      0.0000 
         ~34      VENTOY   LinStatic                   0.000       0.000      -0.654      0.0000      0.0000 
         ~34      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~34      SISMAY LinRespSpec         Max       0.000       0.000       0.073      0.0000      0.0000 
         ~34        TERM   LinStatic                   0.000       0.000       0.023      0.0000      0.0000 
         ~34       COMB1 Combination         Max       0.000       0.000      30.147      0.0000      0.0000 
         ~34       COMB1 Combination         Min       0.000       0.000      30.147      0.0000      0.0000 
         ~34       COMB2 Combination         Max       0.000       0.000      32.703      0.0000      0.0000 
         ~34       COMB2 Combination         Min       0.000       0.000      32.703      0.0000      0.0000 
         ~34       COMB3 Combination         Max       0.000       0.000      29.516      0.0000      0.0000 
         ~34       COMB3 Combination         Min       0.000       0.000      29.516      0.0000      0.0000 
         ~34       COMB4 Combination         Max       0.000       0.000      29.493      0.0000      0.0000 
         ~34       COMB4 Combination         Min       0.000       0.000      29.493      0.0000      0.0000 
         ~34       COMB5 Combination         Max       0.000       0.000      32.073      0.0000      0.0000 
         ~34       COMB5 Combination         Min       0.000       0.000      32.073      0.0000      0.0000 
         ~34       COMB6 Combination         Max       0.000       0.000      32.049      0.0000      0.0000 
         ~34       COMB6 Combination         Min       0.000       0.000      32.049      0.0000      0.0000 
         ~34       COMB7 Combination         Max       0.000       0.000      30.100      0.0000      0.0000 
         ~34       COMB7 Combination         Min       0.000       0.000      30.100      0.0000      0.0000 
         ~34       COMB8 Combination         Max       0.000       0.000      32.657      0.0000      0.0000 
         ~34       COMB8 Combination         Min       0.000       0.000      32.657      0.0000      0.0000 
         ~34       COMB9 Combination         Max       0.000       0.000      29.470      0.0000      0.0000 
         ~34       COMB9 Combination         Min       0.000       0.000      29.470      0.0000      0.0000 
         ~34      COMB10 Combination         Max       0.000       0.000      29.446      0.0000      0.0000 
         ~34      COMB10 Combination         Min       0.000       0.000      29.446      0.0000      0.0000 
         ~34      COMB11 Combination         Max       0.000       0.000      32.026      0.0000      0.0000 
         ~34      COMB11 Combination         Min       0.000       0.000      32.026      0.0000      0.0000 
         ~34      COMB12 Combination         Max       0.000       0.000      32.002      0.0000      0.0000 
         ~34      COMB12 Combination         Min       0.000       0.000      32.002      0.0000      0.0000 
         ~34      COMB13 Combination         Max       0.000       0.000      32.739      0.0000      0.0000 
         ~34      COMB13 Combination         Min       0.000       0.000      32.621      0.0000      0.0000 
         ~34      COMB14 Combination         Max       0.000       0.000      32.753      0.0000      0.0000 
         ~34      COMB14 Combination         Min       0.000       0.000      32.607      0.0000      0.0000 
         ~34         INV Combination         Max       0.000       0.000      32.753      0.0000      0.0000 
         ~34         INV Combination         Min       0.000       0.000      29.446      0.0000      0.0000 
         ~35          PP   LinStatic                   0.000       0.000      23.870      0.0000      0.0000 
         ~35        PERM   LinStatic                   0.000       0.000       6.226      0.0000      0.0000 
         ~35        NEVE   LinStatic                   0.000       0.000       2.549      0.0000      0.0000 
         ~35      VENTOX   LinStatic                   0.000       0.000      -0.629      0.0000      0.0000 
         ~35      VENTOY   LinStatic                   0.000       0.000      -0.649      0.0000      0.0000 
         ~35      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~35      SISMAY LinRespSpec         Max       0.000       0.000       0.061      0.0000      0.0000 
         ~35        TERM   LinStatic                   0.000       0.000       0.022      0.0000      0.0000 
         ~35       COMB1 Combination         Max       0.000       0.000      30.118      0.0000      0.0000 
         ~35       COMB1 Combination         Min       0.000       0.000      30.118      0.0000      0.0000 
         ~35       COMB2 Combination         Max       0.000       0.000      32.667      0.0000      0.0000 
         ~35       COMB2 Combination         Min       0.000       0.000      32.667      0.0000      0.0000 
         ~35       COMB3 Combination         Max       0.000       0.000      29.489      0.0000      0.0000 
         ~35       COMB3 Combination         Min       0.000       0.000      29.489      0.0000      0.0000 
         ~35       COMB4 Combination         Max       0.000       0.000      29.469      0.0000      0.0000 
         ~35       COMB4 Combination         Min       0.000       0.000      29.469      0.0000      0.0000 
         ~35       COMB5 Combination         Max       0.000       0.000      32.038      0.0000      0.0000 
         ~35       COMB5 Combination         Min       0.000       0.000      32.038      0.0000      0.0000 
         ~35       COMB6 Combination         Max       0.000       0.000      32.019      0.0000      0.0000 
         ~35       COMB6 Combination         Min       0.000       0.000      32.019      0.0000      0.0000 
         ~35       COMB7 Combination         Max       0.000       0.000      30.074      0.0000      0.0000 
         ~35       COMB7 Combination         Min       0.000       0.000      30.074      0.0000      0.0000 
         ~35       COMB8 Combination         Max       0.000       0.000      32.623      0.0000      0.0000 
         ~35       COMB8 Combination         Min       0.000       0.000      32.623      0.0000      0.0000 
         ~35       COMB9 Combination         Max       0.000       0.000      29.445      0.0000      0.0000 
         ~35       COMB9 Combination         Min       0.000       0.000      29.445      0.0000      0.0000 
         ~35      COMB10 Combination         Max       0.000       0.000      29.425      0.0000      0.0000 
         ~35      COMB10 Combination         Min       0.000       0.000      29.425      0.0000      0.0000 
         ~35      COMB11 Combination         Max       0.000       0.000      31.994      0.0000      0.0000 
         ~35      COMB11 Combination         Min       0.000       0.000      31.994      0.0000      0.0000 
         ~35      COMB12 Combination         Max       0.000       0.000      31.975      0.0000      0.0000 
         ~35      COMB12 Combination         Min       0.000       0.000      31.975      0.0000      0.0000 
         ~35      COMB13 Combination         Max       0.000       0.000      32.705      0.0000      0.0000 
         ~35      COMB13 Combination         Min       0.000       0.000      32.586      0.0000      0.0000 
         ~35      COMB14 Combination         Max       0.000       0.000      32.706      0.0000      0.0000 
         ~35      COMB14 Combination         Min       0.000       0.000      32.585      0.0000      0.0000 
         ~35         INV Combination         Max       0.000       0.000      32.706      0.0000      0.0000 
         ~35         INV Combination         Min       0.000       0.000      29.425      0.0000      0.0000 
         ~36          PP   LinStatic                   0.000       0.000      23.860      0.0000      0.0000 
         ~36        PERM   LinStatic                   0.000       0.000       6.218      0.0000      0.0000 
         ~36        NEVE   LinStatic                   0.000       0.000       2.544      0.0000      0.0000 
         ~36      VENTOX   LinStatic                   0.000       0.000      -0.628      0.0000      0.0000 
         ~36      VENTOY   LinStatic                   0.000       0.000      -0.644      0.0000      0.0000 
         ~36      SISMAX LinRespSpec         Max       0.000       0.000       0.060      0.0000      0.0000 
         ~36      SISMAY LinRespSpec         Max       0.000       0.000       0.050      0.0000      0.0000 
         ~36        TERM   LinStatic                   0.000       0.000       0.021      0.0000      0.0000 
         ~36       COMB1 Combination         Max       0.000       0.000      30.100      0.0000      0.0000 
         ~36       COMB1 Combination         Min       0.000       0.000      30.100      0.0000      0.0000 
         ~36       COMB2 Combination         Max       0.000       0.000      32.644      0.0000      0.0000 
         ~36       COMB2 Combination         Min       0.000       0.000      32.644      0.0000      0.0000 
         ~36       COMB3 Combination         Max       0.000       0.000      29.472      0.0000      0.0000 
         ~36       COMB3 Combination         Min       0.000       0.000      29.472      0.0000      0.0000 
         ~36       COMB4 Combination         Max       0.000       0.000      29.456      0.0000      0.0000 
         ~36       COMB4 Combination         Min       0.000       0.000      29.456      0.0000      0.0000 
         ~36       COMB5 Combination         Max       0.000       0.000      32.016      0.0000      0.0000 
         ~36       COMB5 Combination         Min       0.000       0.000      32.016      0.0000      0.0000 
         ~36       COMB6 Combination         Max       0.000       0.000      32.000      0.0000      0.0000 
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         ~36       COMB6 Combination         Min       0.000       0.000      32.000      0.0000      0.0000 
         ~36       COMB7 Combination         Max       0.000       0.000      30.058      0.0000      0.0000 
         ~36       COMB7 Combination         Min       0.000       0.000      30.058      0.0000      0.0000 
         ~36       COMB8 Combination         Max       0.000       0.000      32.602      0.0000      0.0000 
         ~36       COMB8 Combination         Min       0.000       0.000      32.602      0.0000      0.0000 
         ~36       COMB9 Combination         Max       0.000       0.000      29.430      0.0000      0.0000 
         ~36       COMB9 Combination         Min       0.000       0.000      29.430      0.0000      0.0000 
         ~36      COMB10 Combination         Max       0.000       0.000      29.414      0.0000      0.0000 
         ~36      COMB10 Combination         Min       0.000       0.000      29.414      0.0000      0.0000 
         ~36      COMB11 Combination         Max       0.000       0.000      31.974      0.0000      0.0000 
         ~36      COMB11 Combination         Min       0.000       0.000      31.974      0.0000      0.0000 
         ~36      COMB12 Combination         Max       0.000       0.000      31.958      0.0000      0.0000 
         ~36      COMB12 Combination         Min       0.000       0.000      31.958      0.0000      0.0000 
         ~36      COMB13 Combination         Max       0.000       0.000      32.683      0.0000      0.0000 
         ~36      COMB13 Combination         Min       0.000       0.000      32.563      0.0000      0.0000 
         ~36      COMB14 Combination         Max       0.000       0.000      32.673      0.0000      0.0000 
         ~36      COMB14 Combination         Min       0.000       0.000      32.574      0.0000      0.0000 
         ~36         INV Combination         Max       0.000       0.000      32.683      0.0000      0.0000 
         ~36         INV Combination         Min       0.000       0.000      29.414      0.0000      0.0000 
         ~37          PP   LinStatic                   0.000       0.000      23.849      0.0000      0.0000 
         ~37        PERM   LinStatic                   0.000       0.000       6.212      0.0000      0.0000 
         ~37        NEVE   LinStatic                   0.000       0.000       2.540      0.0000      0.0000 
         ~37      VENTOX   LinStatic                   0.000       0.000      -0.626      0.0000      0.0000 
         ~37      VENTOY   LinStatic                   0.000       0.000      -0.638      0.0000      0.0000 
         ~37      SISMAX LinRespSpec         Max       0.000       0.000       0.060      0.0000      0.0000 
         ~37      SISMAY LinRespSpec         Max       0.000       0.000       0.037      0.0000      0.0000 
         ~37        TERM   LinStatic                   0.000       0.000       0.020      0.0000      0.0000 
         ~37       COMB1 Combination         Max       0.000       0.000      30.081      0.0000      0.0000 
         ~37       COMB1 Combination         Min       0.000       0.000      30.081      0.0000      0.0000 
         ~37       COMB2 Combination         Max       0.000       0.000      32.620      0.0000      0.0000 
         ~37       COMB2 Combination         Min       0.000       0.000      32.620      0.0000      0.0000 
         ~37       COMB3 Combination         Max       0.000       0.000      29.454      0.0000      0.0000 
         ~37       COMB3 Combination         Min       0.000       0.000      29.454      0.0000      0.0000 
         ~37       COMB4 Combination         Max       0.000       0.000      29.442      0.0000      0.0000 
         ~37       COMB4 Combination         Min       0.000       0.000      29.442      0.0000      0.0000 
         ~37       COMB5 Combination         Max       0.000       0.000      31.994      0.0000      0.0000 
         ~37       COMB5 Combination         Min       0.000       0.000      31.994      0.0000      0.0000 
         ~37       COMB6 Combination         Max       0.000       0.000      31.982      0.0000      0.0000 
         ~37       COMB6 Combination         Min       0.000       0.000      31.982      0.0000      0.0000 
         ~37       COMB7 Combination         Max       0.000       0.000      30.041      0.0000      0.0000 
         ~37       COMB7 Combination         Min       0.000       0.000      30.041      0.0000      0.0000 
         ~37       COMB8 Combination         Max       0.000       0.000      32.580      0.0000      0.0000 
         ~37       COMB8 Combination         Min       0.000       0.000      32.580      0.0000      0.0000 
         ~37       COMB9 Combination         Max       0.000       0.000      29.414      0.0000      0.0000 
         ~37       COMB9 Combination         Min       0.000       0.000      29.414      0.0000      0.0000 
         ~37      COMB10 Combination         Max       0.000       0.000      29.402      0.0000      0.0000 
         ~37      COMB10 Combination         Min       0.000       0.000      29.402      0.0000      0.0000 
         ~37      COMB11 Combination         Max       0.000       0.000      31.954      0.0000      0.0000 
         ~37      COMB11 Combination         Min       0.000       0.000      31.954      0.0000      0.0000 
         ~37      COMB12 Combination         Max       0.000       0.000      31.942      0.0000      0.0000 
         ~37      COMB12 Combination         Min       0.000       0.000      31.942      0.0000      0.0000 
         ~37      COMB13 Combination         Max       0.000       0.000      32.660      0.0000      0.0000 
         ~37      COMB13 Combination         Min       0.000       0.000      32.540      0.0000      0.0000 
         ~37      COMB14 Combination         Max       0.000       0.000      32.638      0.0000      0.0000 
         ~37      COMB14 Combination         Min       0.000       0.000      32.563      0.0000      0.0000 
         ~37         INV Combination         Max       0.000       0.000      32.660      0.0000      0.0000 
         ~37         INV Combination         Min       0.000       0.000      29.402      0.0000      0.0000 
         ~38          PP   LinStatic                   0.000       0.000      23.838      0.0000      0.0000 
         ~38        PERM   LinStatic                   0.000       0.000       6.207      0.0000      0.0000 
         ~38        NEVE   LinStatic                   0.000       0.000       2.536      0.0000      0.0000 
         ~38      VENTOX   LinStatic                   0.000       0.000      -0.626      0.0000      0.0000 
         ~38      VENTOY   LinStatic                   0.000       0.000      -0.634      0.0000      0.0000 
         ~38      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~38      SISMAY LinRespSpec         Max       0.000       0.000       0.027      0.0000      0.0000 
         ~38        TERM   LinStatic                   0.000       0.000       0.019      0.0000      0.0000 
         ~38       COMB1 Combination         Max       0.000       0.000      30.065      0.0000      0.0000 
         ~38       COMB1 Combination         Min       0.000       0.000      30.065      0.0000      0.0000 
         ~38       COMB2 Combination         Max       0.000       0.000      32.601      0.0000      0.0000 
         ~38       COMB2 Combination         Min       0.000       0.000      32.601      0.0000      0.0000 
         ~38       COMB3 Combination         Max       0.000       0.000      29.439      0.0000      0.0000 
         ~38       COMB3 Combination         Min       0.000       0.000      29.439      0.0000      0.0000 
         ~38       COMB4 Combination         Max       0.000       0.000      29.431      0.0000      0.0000 
         ~38       COMB4 Combination         Min       0.000       0.000      29.431      0.0000      0.0000 
         ~38       COMB5 Combination         Max       0.000       0.000      31.976      0.0000      0.0000 
         ~38       COMB5 Combination         Min       0.000       0.000      31.976      0.0000      0.0000 
         ~38       COMB6 Combination         Max       0.000       0.000      31.967      0.0000      0.0000 
         ~38       COMB6 Combination         Min       0.000       0.000      31.967      0.0000      0.0000 
         ~38       COMB7 Combination         Max       0.000       0.000      30.026      0.0000      0.0000 
         ~38       COMB7 Combination         Min       0.000       0.000      30.026      0.0000      0.0000 
         ~38       COMB8 Combination         Max       0.000       0.000      32.563      0.0000      0.0000 
         ~38       COMB8 Combination         Min       0.000       0.000      32.563      0.0000      0.0000 
         ~38       COMB9 Combination         Max       0.000       0.000      29.400      0.0000      0.0000 
         ~38       COMB9 Combination         Min       0.000       0.000      29.400      0.0000      0.0000 
         ~38      COMB10 Combination         Max       0.000       0.000      29.392      0.0000      0.0000 
         ~38      COMB10 Combination         Min       0.000       0.000      29.392      0.0000      0.0000 
         ~38      COMB11 Combination         Max       0.000       0.000      31.937      0.0000      0.0000 
         ~38      COMB11 Combination         Min       0.000       0.000      31.937      0.0000      0.0000 
         ~38      COMB12 Combination         Max       0.000       0.000      31.928      0.0000      0.0000 
         ~38      COMB12 Combination         Min       0.000       0.000      31.928      0.0000      0.0000 
         ~38      COMB13 Combination         Max       0.000       0.000      32.641      0.0000      0.0000 
         ~38      COMB13 Combination         Min       0.000       0.000      32.522      0.0000      0.0000 
         ~38      COMB14 Combination         Max       0.000       0.000      32.609      0.0000      0.0000 
         ~38      COMB14 Combination         Min       0.000       0.000      32.555      0.0000      0.0000 
         ~38         INV Combination         Max       0.000       0.000      32.641      0.0000      0.0000 
         ~38         INV Combination         Min       0.000       0.000      29.392      0.0000      0.0000 
         ~39          PP   LinStatic                   0.000       0.000      23.834      0.0000      0.0000 
         ~39        PERM   LinStatic                   0.000       0.000       6.204      0.0000      0.0000 
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         ~39        NEVE   LinStatic                   0.000       0.000       2.534      0.0000      0.0000 
         ~39      VENTOX   LinStatic                   0.000       0.000      -0.625      0.0000      0.0000 
         ~39      VENTOY   LinStatic                   0.000       0.000      -0.630      0.0000      0.0000 
         ~39      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~39      SISMAY LinRespSpec         Max       0.000       0.000       0.016      0.0000      0.0000 
         ~39        TERM   LinStatic                   0.000       0.000       0.019      0.0000      0.0000 
         ~39       COMB1 Combination         Max       0.000       0.000      30.056      0.0000      0.0000 
         ~39       COMB1 Combination         Min       0.000       0.000      30.056      0.0000      0.0000 
         ~39       COMB2 Combination         Max       0.000       0.000      32.590      0.0000      0.0000 
         ~39       COMB2 Combination         Min       0.000       0.000      32.590      0.0000      0.0000 
         ~39       COMB3 Combination         Max       0.000       0.000      29.431      0.0000      0.0000 
         ~39       COMB3 Combination         Min       0.000       0.000      29.431      0.0000      0.0000 
         ~39       COMB4 Combination         Max       0.000       0.000      29.426      0.0000      0.0000 
         ~39       COMB4 Combination         Min       0.000       0.000      29.426      0.0000      0.0000 
         ~39       COMB5 Combination         Max       0.000       0.000      31.965      0.0000      0.0000 
         ~39       COMB5 Combination         Min       0.000       0.000      31.965      0.0000      0.0000 
         ~39       COMB6 Combination         Max       0.000       0.000      31.960      0.0000      0.0000 
         ~39       COMB6 Combination         Min       0.000       0.000      31.960      0.0000      0.0000 
         ~39       COMB7 Combination         Max       0.000       0.000      30.019      0.0000      0.0000 
         ~39       COMB7 Combination         Min       0.000       0.000      30.019      0.0000      0.0000 
         ~39       COMB8 Combination         Max       0.000       0.000      32.553      0.0000      0.0000 
         ~39       COMB8 Combination         Min       0.000       0.000      32.553      0.0000      0.0000 
         ~39       COMB9 Combination         Max       0.000       0.000      29.394      0.0000      0.0000 
         ~39       COMB9 Combination         Min       0.000       0.000      29.394      0.0000      0.0000 
         ~39      COMB10 Combination         Max       0.000       0.000      29.389      0.0000      0.0000 
         ~39      COMB10 Combination         Min       0.000       0.000      29.389      0.0000      0.0000 
         ~39      COMB11 Combination         Max       0.000       0.000      31.928      0.0000      0.0000 
         ~39      COMB11 Combination         Min       0.000       0.000      31.928      0.0000      0.0000 
         ~39      COMB12 Combination         Max       0.000       0.000      31.923      0.0000      0.0000 
         ~39      COMB12 Combination         Min       0.000       0.000      31.923      0.0000      0.0000 
         ~39      COMB13 Combination         Max       0.000       0.000      32.631      0.0000      0.0000 
         ~39      COMB13 Combination         Min       0.000       0.000      32.512      0.0000      0.0000 
         ~39      COMB14 Combination         Max       0.000       0.000      32.588      0.0000      0.0000 
         ~39      COMB14 Combination         Min       0.000       0.000      32.556      0.0000      0.0000 
         ~39         INV Combination         Max       0.000       0.000      32.631      0.0000      0.0000 
         ~39         INV Combination         Min       0.000       0.000      29.389      0.0000      0.0000 
         ~40          PP   LinStatic                   0.000       0.000      23.836      0.0000      0.0000 
         ~40        PERM   LinStatic                   0.000       0.000       6.202      0.0000      0.0000 
         ~40        NEVE   LinStatic                   0.000       0.000       2.533      0.0000      0.0000 
         ~40      VENTOX   LinStatic                   0.000       0.000      -0.625      0.0000      0.0000 
         ~40      VENTOY   LinStatic                   0.000       0.000      -0.626      0.0000      0.0000 
         ~40      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~40      SISMAY LinRespSpec         Max       0.000       0.000   5.775E-03      0.0000      0.0000 
         ~40        TERM   LinStatic                   0.000       0.000       0.018      0.0000      0.0000 
         ~40       COMB1 Combination         Max       0.000       0.000      30.056      0.0000      0.0000 
         ~40       COMB1 Combination         Min       0.000       0.000      30.056      0.0000      0.0000 
         ~40       COMB2 Combination         Max       0.000       0.000      32.589      0.0000      0.0000 
         ~40       COMB2 Combination         Min       0.000       0.000      32.589      0.0000      0.0000 
         ~40       COMB3 Combination         Max       0.000       0.000      29.431      0.0000      0.0000 
         ~40       COMB3 Combination         Min       0.000       0.000      29.431      0.0000      0.0000 
         ~40       COMB4 Combination         Max       0.000       0.000      29.430      0.0000      0.0000 
         ~40       COMB4 Combination         Min       0.000       0.000      29.430      0.0000      0.0000 
         ~40       COMB5 Combination         Max       0.000       0.000      31.965      0.0000      0.0000 
         ~40       COMB5 Combination         Min       0.000       0.000      31.965      0.0000      0.0000 
         ~40       COMB6 Combination         Max       0.000       0.000      31.963      0.0000      0.0000 
         ~40       COMB6 Combination         Min       0.000       0.000      31.963      0.0000      0.0000 
         ~40       COMB7 Combination         Max       0.000       0.000      30.020      0.0000      0.0000 
         ~40       COMB7 Combination         Min       0.000       0.000      30.020      0.0000      0.0000 
         ~40       COMB8 Combination         Max       0.000       0.000      32.553      0.0000      0.0000 
         ~40       COMB8 Combination         Min       0.000       0.000      32.553      0.0000      0.0000 
         ~40       COMB9 Combination         Max       0.000       0.000      29.395      0.0000      0.0000 
         ~40       COMB9 Combination         Min       0.000       0.000      29.395      0.0000      0.0000 
         ~40      COMB10 Combination         Max       0.000       0.000      29.394      0.0000      0.0000 
         ~40      COMB10 Combination         Min       0.000       0.000      29.394      0.0000      0.0000 
         ~40      COMB11 Combination         Max       0.000       0.000      31.929      0.0000      0.0000 
         ~40      COMB11 Combination         Min       0.000       0.000      31.929      0.0000      0.0000 
         ~40      COMB12 Combination         Max       0.000       0.000      31.927      0.0000      0.0000 
         ~40      COMB12 Combination         Min       0.000       0.000      31.927      0.0000      0.0000 
         ~40      COMB13 Combination         Max       0.000       0.000      32.631      0.0000      0.0000 
         ~40      COMB13 Combination         Min       0.000       0.000      32.512      0.0000      0.0000 
         ~40      COMB14 Combination         Max       0.000       0.000      32.577      0.0000      0.0000 
         ~40      COMB14 Combination         Min       0.000       0.000      32.566      0.0000      0.0000 
         ~40         INV Combination         Max       0.000       0.000      32.631      0.0000      0.0000 
         ~40         INV Combination         Min       0.000       0.000      29.394      0.0000      0.0000 
         ~41          PP   LinStatic                   0.000       0.000      23.836      0.0000      0.0000 
         ~41        PERM   LinStatic                   0.000       0.000       6.202      0.0000      0.0000 
         ~41        NEVE   LinStatic                   0.000       0.000       2.533      0.0000      0.0000 
         ~41      VENTOX   LinStatic                   0.000       0.000      -0.625      0.0000      0.0000 
         ~41      VENTOY   LinStatic                   0.000       0.000      -0.622      0.0000      0.0000 
         ~41      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~41      SISMAY LinRespSpec         Max       0.000       0.000   5.775E-03      0.0000      0.0000 
         ~41        TERM   LinStatic                   0.000       0.000       0.018      0.0000      0.0000 
         ~41       COMB1 Combination         Max       0.000       0.000      30.056      0.0000      0.0000 
         ~41       COMB1 Combination         Min       0.000       0.000      30.056      0.0000      0.0000 
         ~41       COMB2 Combination         Max       0.000       0.000      32.589      0.0000      0.0000 
         ~41       COMB2 Combination         Min       0.000       0.000      32.589      0.0000      0.0000 
         ~41       COMB3 Combination         Max       0.000       0.000      29.431      0.0000      0.0000 
         ~41       COMB3 Combination         Min       0.000       0.000      29.431      0.0000      0.0000 
         ~41       COMB4 Combination         Max       0.000       0.000      29.434      0.0000      0.0000 
         ~41       COMB4 Combination         Min       0.000       0.000      29.434      0.0000      0.0000 
         ~41       COMB5 Combination         Max       0.000       0.000      31.965      0.0000      0.0000 
         ~41       COMB5 Combination         Min       0.000       0.000      31.965      0.0000      0.0000 
         ~41       COMB6 Combination         Max       0.000       0.000      31.967      0.0000      0.0000 
         ~41       COMB6 Combination         Min       0.000       0.000      31.967      0.0000      0.0000 
         ~41       COMB7 Combination         Max       0.000       0.000      30.020      0.0000      0.0000 
         ~41       COMB7 Combination         Min       0.000       0.000      30.020      0.0000      0.0000 
         ~41       COMB8 Combination         Max       0.000       0.000      32.553      0.0000      0.0000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

711/ 799 

 
         ~41       COMB8 Combination         Min       0.000       0.000      32.553      0.0000      0.0000 
         ~41       COMB9 Combination         Max       0.000       0.000      29.395      0.0000      0.0000 
         ~41       COMB9 Combination         Min       0.000       0.000      29.395      0.0000      0.0000 
         ~41      COMB10 Combination         Max       0.000       0.000      29.398      0.0000      0.0000 
         ~41      COMB10 Combination         Min       0.000       0.000      29.398      0.0000      0.0000 
         ~41      COMB11 Combination         Max       0.000       0.000      31.929      0.0000      0.0000 
         ~41      COMB11 Combination         Min       0.000       0.000      31.929      0.0000      0.0000 
         ~41      COMB12 Combination         Max       0.000       0.000      31.931      0.0000      0.0000 
         ~41      COMB12 Combination         Min       0.000       0.000      31.931      0.0000      0.0000 
         ~41      COMB13 Combination         Max       0.000       0.000      32.631      0.0000      0.0000 
         ~41      COMB13 Combination         Min       0.000       0.000      32.512      0.0000      0.0000 
         ~41      COMB14 Combination         Max       0.000       0.000      32.577      0.0000      0.0000 
         ~41      COMB14 Combination         Min       0.000       0.000      32.566      0.0000      0.0000 
         ~41         INV Combination         Max       0.000       0.000      32.631      0.0000      0.0000 
         ~41         INV Combination         Min       0.000       0.000      29.395      0.0000      0.0000 
         ~42          PP   LinStatic                   0.000       0.000      23.834      0.0000      0.0000 
         ~42        PERM   LinStatic                   0.000       0.000       6.204      0.0000      0.0000 
         ~42        NEVE   LinStatic                   0.000       0.000       2.534      0.0000      0.0000 
         ~42      VENTOX   LinStatic                   0.000       0.000      -0.625      0.0000      0.0000 
         ~42      VENTOY   LinStatic                   0.000       0.000      -0.619      0.0000      0.0000 
         ~42      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~42      SISMAY LinRespSpec         Max       0.000       0.000       0.016      0.0000      0.0000 
         ~42        TERM   LinStatic                   0.000       0.000       0.019      0.0000      0.0000 
         ~42       COMB1 Combination         Max       0.000       0.000      30.056      0.0000      0.0000 
         ~42       COMB1 Combination         Min       0.000       0.000      30.056      0.0000      0.0000 
         ~42       COMB2 Combination         Max       0.000       0.000      32.590      0.0000      0.0000 
         ~42       COMB2 Combination         Min       0.000       0.000      32.590      0.0000      0.0000 
         ~42       COMB3 Combination         Max       0.000       0.000      29.431      0.0000      0.0000 
         ~42       COMB3 Combination         Min       0.000       0.000      29.431      0.0000      0.0000 
         ~42       COMB4 Combination         Max       0.000       0.000      29.437      0.0000      0.0000 
         ~42       COMB4 Combination         Min       0.000       0.000      29.437      0.0000      0.0000 
         ~42       COMB5 Combination         Max       0.000       0.000      31.965      0.0000      0.0000 
         ~42       COMB5 Combination         Min       0.000       0.000      31.965      0.0000      0.0000 
         ~42       COMB6 Combination         Max       0.000       0.000      31.971      0.0000      0.0000 
         ~42       COMB6 Combination         Min       0.000       0.000      31.971      0.0000      0.0000 
         ~42       COMB7 Combination         Max       0.000       0.000      30.019      0.0000      0.0000 
         ~42       COMB7 Combination         Min       0.000       0.000      30.019      0.0000      0.0000 
         ~42       COMB8 Combination         Max       0.000       0.000      32.553      0.0000      0.0000 
         ~42       COMB8 Combination         Min       0.000       0.000      32.553      0.0000      0.0000 
         ~42       COMB9 Combination         Max       0.000       0.000      29.394      0.0000      0.0000 
         ~42       COMB9 Combination         Min       0.000       0.000      29.394      0.0000      0.0000 
         ~42      COMB10 Combination         Max       0.000       0.000      29.400      0.0000      0.0000 
         ~42      COMB10 Combination         Min       0.000       0.000      29.400      0.0000      0.0000 
         ~42      COMB11 Combination         Max       0.000       0.000      31.928      0.0000      0.0000 
         ~42      COMB11 Combination         Min       0.000       0.000      31.928      0.0000      0.0000 
         ~42      COMB12 Combination         Max       0.000       0.000      31.934      0.0000      0.0000 
         ~42      COMB12 Combination         Min       0.000       0.000      31.934      0.0000      0.0000 
         ~42      COMB13 Combination         Max       0.000       0.000      32.631      0.0000      0.0000 
         ~42      COMB13 Combination         Min       0.000       0.000      32.512      0.0000      0.0000 
         ~42      COMB14 Combination         Max       0.000       0.000      32.588      0.0000      0.0000 
         ~42      COMB14 Combination         Min       0.000       0.000      32.556      0.0000      0.0000 
         ~42         INV Combination         Max       0.000       0.000      32.631      0.0000      0.0000 
         ~42         INV Combination         Min       0.000       0.000      29.394      0.0000      0.0000 
         ~43          PP   LinStatic                   0.000       0.000      23.838      0.0000      0.0000 
         ~43        PERM   LinStatic                   0.000       0.000       6.207      0.0000      0.0000 
         ~43        NEVE   LinStatic                   0.000       0.000       2.536      0.0000      0.0000 
         ~43      VENTOX   LinStatic                   0.000       0.000      -0.626      0.0000      0.0000 
         ~43      VENTOY   LinStatic                   0.000       0.000      -0.616      0.0000      0.0000 
         ~43      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~43      SISMAY LinRespSpec         Max       0.000       0.000       0.027      0.0000      0.0000 
         ~43        TERM   LinStatic                   0.000       0.000       0.019      0.0000      0.0000 
         ~43       COMB1 Combination         Max       0.000       0.000      30.065      0.0000      0.0000 
         ~43       COMB1 Combination         Min       0.000       0.000      30.065      0.0000      0.0000 
         ~43       COMB2 Combination         Max       0.000       0.000      32.601      0.0000      0.0000 
         ~43       COMB2 Combination         Min       0.000       0.000      32.601      0.0000      0.0000 
         ~43       COMB3 Combination         Max       0.000       0.000      29.439      0.0000      0.0000 
         ~43       COMB3 Combination         Min       0.000       0.000      29.439      0.0000      0.0000 
         ~43       COMB4 Combination         Max       0.000       0.000      29.449      0.0000      0.0000 
         ~43       COMB4 Combination         Min       0.000       0.000      29.449      0.0000      0.0000 
         ~43       COMB5 Combination         Max       0.000       0.000      31.976      0.0000      0.0000 
         ~43       COMB5 Combination         Min       0.000       0.000      31.976      0.0000      0.0000 
         ~43       COMB6 Combination         Max       0.000       0.000      31.986      0.0000      0.0000 
         ~43       COMB6 Combination         Min       0.000       0.000      31.986      0.0000      0.0000 
         ~43       COMB7 Combination         Max       0.000       0.000      30.026      0.0000      0.0000 
         ~43       COMB7 Combination         Min       0.000       0.000      30.026      0.0000      0.0000 
         ~43       COMB8 Combination         Max       0.000       0.000      32.563      0.0000      0.0000 
         ~43       COMB8 Combination         Min       0.000       0.000      32.563      0.0000      0.0000 
         ~43       COMB9 Combination         Max       0.000       0.000      29.400      0.0000      0.0000 
         ~43       COMB9 Combination         Min       0.000       0.000      29.400      0.0000      0.0000 
         ~43      COMB10 Combination         Max       0.000       0.000      29.411      0.0000      0.0000 
         ~43      COMB10 Combination         Min       0.000       0.000      29.411      0.0000      0.0000 
         ~43      COMB11 Combination         Max       0.000       0.000      31.937      0.0000      0.0000 
         ~43      COMB11 Combination         Min       0.000       0.000      31.937      0.0000      0.0000 
         ~43      COMB12 Combination         Max       0.000       0.000      31.947      0.0000      0.0000 
         ~43      COMB12 Combination         Min       0.000       0.000      31.947      0.0000      0.0000 
         ~43      COMB13 Combination         Max       0.000       0.000      32.641      0.0000      0.0000 
         ~43      COMB13 Combination         Min       0.000       0.000      32.522      0.0000      0.0000 
         ~43      COMB14 Combination         Max       0.000       0.000      32.609      0.0000      0.0000 
         ~43      COMB14 Combination         Min       0.000       0.000      32.555      0.0000      0.0000 
         ~43         INV Combination         Max       0.000       0.000      32.641      0.0000      0.0000 
         ~43         INV Combination         Min       0.000       0.000      29.400      0.0000      0.0000 
         ~44          PP   LinStatic                   0.000       0.000      23.849      0.0000      0.0000 
         ~44        PERM   LinStatic                   0.000       0.000       6.212      0.0000      0.0000 
         ~44        NEVE   LinStatic                   0.000       0.000       2.540      0.0000      0.0000 
         ~44      VENTOX   LinStatic                   0.000       0.000      -0.626      0.0000      0.0000 
         ~44      VENTOY   LinStatic                   0.000       0.000      -0.613      0.0000      0.0000 
         ~44      SISMAX LinRespSpec         Max       0.000       0.000       0.060      0.0000      0.0000 
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         ~44      SISMAY LinRespSpec         Max       0.000       0.000       0.037      0.0000      0.0000 
         ~44        TERM   LinStatic                   0.000       0.000       0.020      0.0000      0.0000 
         ~44       COMB1 Combination         Max       0.000       0.000      30.081      0.0000      0.0000 
         ~44       COMB1 Combination         Min       0.000       0.000      30.081      0.0000      0.0000 
         ~44       COMB2 Combination         Max       0.000       0.000      32.620      0.0000      0.0000 
         ~44       COMB2 Combination         Min       0.000       0.000      32.620      0.0000      0.0000 
         ~44       COMB3 Combination         Max       0.000       0.000      29.454      0.0000      0.0000 
         ~44       COMB3 Combination         Min       0.000       0.000      29.454      0.0000      0.0000 
         ~44       COMB4 Combination         Max       0.000       0.000      29.468      0.0000      0.0000 
         ~44       COMB4 Combination         Min       0.000       0.000      29.468      0.0000      0.0000 
         ~44       COMB5 Combination         Max       0.000       0.000      31.994      0.0000      0.0000 
         ~44       COMB5 Combination         Min       0.000       0.000      31.994      0.0000      0.0000 
         ~44       COMB6 Combination         Max       0.000       0.000      32.007      0.0000      0.0000 
         ~44       COMB6 Combination         Min       0.000       0.000      32.007      0.0000      0.0000 
         ~44       COMB7 Combination         Max       0.000       0.000      30.041      0.0000      0.0000 
         ~44       COMB7 Combination         Min       0.000       0.000      30.041      0.0000      0.0000 
         ~44       COMB8 Combination         Max       0.000       0.000      32.580      0.0000      0.0000 
         ~44       COMB8 Combination         Min       0.000       0.000      32.580      0.0000      0.0000 
         ~44       COMB9 Combination         Max       0.000       0.000      29.414      0.0000      0.0000 
         ~44       COMB9 Combination         Min       0.000       0.000      29.414      0.0000      0.0000 
         ~44      COMB10 Combination         Max       0.000       0.000      29.428      0.0000      0.0000 
         ~44      COMB10 Combination         Min       0.000       0.000      29.428      0.0000      0.0000 
         ~44      COMB11 Combination         Max       0.000       0.000      31.954      0.0000      0.0000 
         ~44      COMB11 Combination         Min       0.000       0.000      31.954      0.0000      0.0000 
         ~44      COMB12 Combination         Max       0.000       0.000      31.967      0.0000      0.0000 
         ~44      COMB12 Combination         Min       0.000       0.000      31.967      0.0000      0.0000 
         ~44      COMB13 Combination         Max       0.000       0.000      32.660      0.0000      0.0000 
         ~44      COMB13 Combination         Min       0.000       0.000      32.540      0.0000      0.0000 
         ~44      COMB14 Combination         Max       0.000       0.000      32.638      0.0000      0.0000 
         ~44      COMB14 Combination         Min       0.000       0.000      32.563      0.0000      0.0000 
         ~44         INV Combination         Max       0.000       0.000      32.660      0.0000      0.0000 
         ~44         INV Combination         Min       0.000       0.000      29.414      0.0000      0.0000 
         ~45          PP   LinStatic                   0.000       0.000      23.860      0.0000      0.0000 
         ~45        PERM   LinStatic                   0.000       0.000       6.218      0.0000      0.0000 
         ~45        NEVE   LinStatic                   0.000       0.000       2.544      0.0000      0.0000 
         ~45      VENTOX   LinStatic                   0.000       0.000      -0.628      0.0000      0.0000 
         ~45      VENTOY   LinStatic                   0.000       0.000      -0.610      0.0000      0.0000 
         ~45      SISMAX LinRespSpec         Max       0.000       0.000       0.060      0.0000      0.0000 
         ~45      SISMAY LinRespSpec         Max       0.000       0.000       0.050      0.0000      0.0000 
         ~45        TERM   LinStatic                   0.000       0.000       0.021      0.0000      0.0000 
         ~45       COMB1 Combination         Max       0.000       0.000      30.100      0.0000      0.0000 
         ~45       COMB1 Combination         Min       0.000       0.000      30.100      0.0000      0.0000 
         ~45       COMB2 Combination         Max       0.000       0.000      32.644      0.0000      0.0000 
         ~45       COMB2 Combination         Min       0.000       0.000      32.644      0.0000      0.0000 
         ~45       COMB3 Combination         Max       0.000       0.000      29.472      0.0000      0.0000 
         ~45       COMB3 Combination         Min       0.000       0.000      29.472      0.0000      0.0000 
         ~45       COMB4 Combination         Max       0.000       0.000      29.490      0.0000      0.0000 
         ~45       COMB4 Combination         Min       0.000       0.000      29.490      0.0000      0.0000 
         ~45       COMB5 Combination         Max       0.000       0.000      32.016      0.0000      0.0000 
         ~45       COMB5 Combination         Min       0.000       0.000      32.016      0.0000      0.0000 
         ~45       COMB6 Combination         Max       0.000       0.000      32.034      0.0000      0.0000 
         ~45       COMB6 Combination         Min       0.000       0.000      32.034      0.0000      0.0000 
         ~45       COMB7 Combination         Max       0.000       0.000      30.058      0.0000      0.0000 
         ~45       COMB7 Combination         Min       0.000       0.000      30.058      0.0000      0.0000 
         ~45       COMB8 Combination         Max       0.000       0.000      32.602      0.0000      0.0000 
         ~45       COMB8 Combination         Min       0.000       0.000      32.602      0.0000      0.0000 
         ~45       COMB9 Combination         Max       0.000       0.000      29.430      0.0000      0.0000 
         ~45       COMB9 Combination         Min       0.000       0.000      29.430      0.0000      0.0000 
         ~45      COMB10 Combination         Max       0.000       0.000      29.448      0.0000      0.0000 
         ~45      COMB10 Combination         Min       0.000       0.000      29.448      0.0000      0.0000 
         ~45      COMB11 Combination         Max       0.000       0.000      31.974      0.0000      0.0000 
         ~45      COMB11 Combination         Min       0.000       0.000      31.974      0.0000      0.0000 
         ~45      COMB12 Combination         Max       0.000       0.000      31.992      0.0000      0.0000 
         ~45      COMB12 Combination         Min       0.000       0.000      31.992      0.0000      0.0000 
         ~45      COMB13 Combination         Max       0.000       0.000      32.683      0.0000      0.0000 
         ~45      COMB13 Combination         Min       0.000       0.000      32.563      0.0000      0.0000 
         ~45      COMB14 Combination         Max       0.000       0.000      32.673      0.0000      0.0000 
         ~45      COMB14 Combination         Min       0.000       0.000      32.574      0.0000      0.0000 
         ~45         INV Combination         Max       0.000       0.000      32.683      0.0000      0.0000 
         ~45         INV Combination         Min       0.000       0.000      29.430      0.0000      0.0000 
         ~46          PP   LinStatic                   0.000       0.000      23.870      0.0000      0.0000 
         ~46        PERM   LinStatic                   0.000       0.000       6.226      0.0000      0.0000 
         ~46        NEVE   LinStatic                   0.000       0.000       2.549      0.0000      0.0000 
         ~46      VENTOX   LinStatic                   0.000       0.000      -0.629      0.0000      0.0000 
         ~46      VENTOY   LinStatic                   0.000       0.000      -0.607      0.0000      0.0000 
         ~46      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~46      SISMAY LinRespSpec         Max       0.000       0.000       0.061      0.0000      0.0000 
         ~46        TERM   LinStatic                   0.000       0.000       0.022      0.0000      0.0000 
         ~46       COMB1 Combination         Max       0.000       0.000      30.118      0.0000      0.0000 
         ~46       COMB1 Combination         Min       0.000       0.000      30.118      0.0000      0.0000 
         ~46       COMB2 Combination         Max       0.000       0.000      32.667      0.0000      0.0000 
         ~46       COMB2 Combination         Min       0.000       0.000      32.667      0.0000      0.0000 
         ~46       COMB3 Combination         Max       0.000       0.000      29.489      0.0000      0.0000 
         ~46       COMB3 Combination         Min       0.000       0.000      29.489      0.0000      0.0000 
         ~46       COMB4 Combination         Max       0.000       0.000      29.511      0.0000      0.0000 
         ~46       COMB4 Combination         Min       0.000       0.000      29.511      0.0000      0.0000 
         ~46       COMB5 Combination         Max       0.000       0.000      32.038      0.0000      0.0000 
         ~46       COMB5 Combination         Min       0.000       0.000      32.038      0.0000      0.0000 
         ~46       COMB6 Combination         Max       0.000       0.000      32.060      0.0000      0.0000 
         ~46       COMB6 Combination         Min       0.000       0.000      32.060      0.0000      0.0000 
         ~46       COMB7 Combination         Max       0.000       0.000      30.074      0.0000      0.0000 
         ~46       COMB7 Combination         Min       0.000       0.000      30.074      0.0000      0.0000 
         ~46       COMB8 Combination         Max       0.000       0.000      32.623      0.0000      0.0000 
         ~46       COMB8 Combination         Min       0.000       0.000      32.623      0.0000      0.0000 
         ~46       COMB9 Combination         Max       0.000       0.000      29.445      0.0000      0.0000 
         ~46       COMB9 Combination         Min       0.000       0.000      29.445      0.0000      0.0000 
         ~46      COMB10 Combination         Max       0.000       0.000      29.467      0.0000      0.0000 
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         ~46      COMB10 Combination         Min       0.000       0.000      29.467      0.0000      0.0000 
         ~46      COMB11 Combination         Max       0.000       0.000      31.994      0.0000      0.0000 
         ~46      COMB11 Combination         Min       0.000       0.000      31.994      0.0000      0.0000 
         ~46      COMB12 Combination         Max       0.000       0.000      32.016      0.0000      0.0000 
         ~46      COMB12 Combination         Min       0.000       0.000      32.016      0.0000      0.0000 
         ~46      COMB13 Combination         Max       0.000       0.000      32.705      0.0000      0.0000 
         ~46      COMB13 Combination         Min       0.000       0.000      32.586      0.0000      0.0000 
         ~46      COMB14 Combination         Max       0.000       0.000      32.706      0.0000      0.0000 
         ~46      COMB14 Combination         Min       0.000       0.000      32.585      0.0000      0.0000 
         ~46         INV Combination         Max       0.000       0.000      32.706      0.0000      0.0000 
         ~46         INV Combination         Min       0.000       0.000      29.445      0.0000      0.0000 
         ~47          PP   LinStatic                   0.000       0.000      23.888      0.0000      0.0000 
         ~47        PERM   LinStatic                   0.000       0.000       6.236      0.0000      0.0000 
         ~47        NEVE   LinStatic                   0.000       0.000       2.556      0.0000      0.0000 
         ~47      VENTOX   LinStatic                   0.000       0.000      -0.631      0.0000      0.0000 
         ~47      VENTOY   LinStatic                   0.000       0.000      -0.604      0.0000      0.0000 
         ~47      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~47      SISMAY LinRespSpec         Max       0.000       0.000       0.073      0.0000      0.0000 
         ~47        TERM   LinStatic                   0.000       0.000       0.023      0.0000      0.0000 
         ~47       COMB1 Combination         Max       0.000       0.000      30.147      0.0000      0.0000 
         ~47       COMB1 Combination         Min       0.000       0.000      30.147      0.0000      0.0000 
         ~47       COMB2 Combination         Max       0.000       0.000      32.703      0.0000      0.0000 
         ~47       COMB2 Combination         Min       0.000       0.000      32.703      0.0000      0.0000 
         ~47       COMB3 Combination         Max       0.000       0.000      29.516      0.0000      0.0000 
         ~47       COMB3 Combination         Min       0.000       0.000      29.516      0.0000      0.0000 
         ~47       COMB4 Combination         Max       0.000       0.000      29.543      0.0000      0.0000 
         ~47       COMB4 Combination         Min       0.000       0.000      29.543      0.0000      0.0000 
         ~47       COMB5 Combination         Max       0.000       0.000      32.073      0.0000      0.0000 
         ~47       COMB5 Combination         Min       0.000       0.000      32.073      0.0000      0.0000 
         ~47       COMB6 Combination         Max       0.000       0.000      32.099      0.0000      0.0000 
         ~47       COMB6 Combination         Min       0.000       0.000      32.099      0.0000      0.0000 
         ~47       COMB7 Combination         Max       0.000       0.000      30.100      0.0000      0.0000 
         ~47       COMB7 Combination         Min       0.000       0.000      30.100      0.0000      0.0000 
         ~47       COMB8 Combination         Max       0.000       0.000      32.657      0.0000      0.0000 
         ~47       COMB8 Combination         Min       0.000       0.000      32.657      0.0000      0.0000 
         ~47       COMB9 Combination         Max       0.000       0.000      29.470      0.0000      0.0000 
         ~47       COMB9 Combination         Min       0.000       0.000      29.470      0.0000      0.0000 
         ~47      COMB10 Combination         Max       0.000       0.000      29.496      0.0000      0.0000 
         ~47      COMB10 Combination         Min       0.000       0.000      29.496      0.0000      0.0000 
         ~47      COMB11 Combination         Max       0.000       0.000      32.026      0.0000      0.0000 
         ~47      COMB11 Combination         Min       0.000       0.000      32.026      0.0000      0.0000 
         ~47      COMB12 Combination         Max       0.000       0.000      32.052      0.0000      0.0000 
         ~47      COMB12 Combination         Min       0.000       0.000      32.052      0.0000      0.0000 
         ~47      COMB13 Combination         Max       0.000       0.000      32.739      0.0000      0.0000 
         ~47      COMB13 Combination         Min       0.000       0.000      32.621      0.0000      0.0000 
         ~47      COMB14 Combination         Max       0.000       0.000      32.753      0.0000      0.0000 
         ~47      COMB14 Combination         Min       0.000       0.000      32.607      0.0000      0.0000 
         ~47         INV Combination         Max       0.000       0.000      32.753      0.0000      0.0000 
         ~47         INV Combination         Min       0.000       0.000      29.470      0.0000      0.0000 
         ~48          PP   LinStatic                   0.000       0.000      23.910      0.0000      0.0000 
         ~48        PERM   LinStatic                   0.000       0.000       6.247      0.0000      0.0000 
         ~48        NEVE   LinStatic                   0.000       0.000       2.564      0.0000      0.0000 
         ~48      VENTOX   LinStatic                   0.000       0.000      -0.632      0.0000      0.0000 
         ~48      VENTOY   LinStatic                   0.000       0.000      -0.602      0.0000      0.0000 
         ~48      SISMAX LinRespSpec         Max       0.000       0.000       0.059      0.0000      0.0000 
         ~48      SISMAY LinRespSpec         Max       0.000       0.000       0.084      0.0000      0.0000 
         ~48        TERM   LinStatic                   0.000       0.000       0.024      0.0000      0.0000 
         ~48       COMB1 Combination         Max       0.000       0.000      30.181      0.0000      0.0000 
         ~48       COMB1 Combination         Min       0.000       0.000      30.181      0.0000      0.0000 
         ~48       COMB2 Combination         Max       0.000       0.000      32.745      0.0000      0.0000 
         ~48       COMB2 Combination         Min       0.000       0.000      32.745      0.0000      0.0000 
         ~48       COMB3 Combination         Max       0.000       0.000      29.549      0.0000      0.0000 
         ~48       COMB3 Combination         Min       0.000       0.000      29.549      0.0000      0.0000 
         ~48       COMB4 Combination         Max       0.000       0.000      29.579      0.0000      0.0000 
         ~48       COMB4 Combination         Min       0.000       0.000      29.579      0.0000      0.0000 
         ~48       COMB5 Combination         Max       0.000       0.000      32.112      0.0000      0.0000 
         ~48       COMB5 Combination         Min       0.000       0.000      32.112      0.0000      0.0000 
         ~48       COMB6 Combination         Max       0.000       0.000      32.142      0.0000      0.0000 
         ~48       COMB6 Combination         Min       0.000       0.000      32.142      0.0000      0.0000 
         ~48       COMB7 Combination         Max       0.000       0.000      30.132      0.0000      0.0000 
         ~48       COMB7 Combination         Min       0.000       0.000      30.132      0.0000      0.0000 
         ~48       COMB8 Combination         Max       0.000       0.000      32.696      0.0000      0.0000 
         ~48       COMB8 Combination         Min       0.000       0.000      32.696      0.0000      0.0000 
         ~48       COMB9 Combination         Max       0.000       0.000      29.500      0.0000      0.0000 
         ~48       COMB9 Combination         Min       0.000       0.000      29.500      0.0000      0.0000 
         ~48      COMB10 Combination         Max       0.000       0.000      29.530      0.0000      0.0000 
         ~48      COMB10 Combination         Min       0.000       0.000      29.530      0.0000      0.0000 
         ~48      COMB11 Combination         Max       0.000       0.000      32.063      0.0000      0.0000 
         ~48      COMB11 Combination         Min       0.000       0.000      32.063      0.0000      0.0000 
         ~48      COMB12 Combination         Max       0.000       0.000      32.094      0.0000      0.0000 
         ~48      COMB12 Combination         Min       0.000       0.000      32.094      0.0000      0.0000 
         ~48      COMB13 Combination         Max       0.000       0.000      32.779      0.0000      0.0000 
         ~48      COMB13 Combination         Min       0.000       0.000      32.661      0.0000      0.0000 
         ~48      COMB14 Combination         Max       0.000       0.000      32.804      0.0000      0.0000 
         ~48      COMB14 Combination         Min       0.000       0.000      32.636      0.0000      0.0000 
         ~48         INV Combination         Max       0.000       0.000      32.804      0.0000      0.0000 
         ~48         INV Combination         Min       0.000       0.000      29.500      0.0000      0.0000 
         ~49          PP   LinStatic                   0.000       0.000      24.453      0.0000      0.0000 
         ~49        PERM   LinStatic                   0.000       0.000       6.671      0.0000      0.0000 
         ~49        NEVE   LinStatic                   0.000       0.000       2.854      0.0000      0.0000 
         ~49      VENTOX   LinStatic                   0.000       0.000      -0.702      0.0000      0.0000 
         ~49      VENTOY   LinStatic                   0.000       0.000      -0.780      0.0000      0.0000 
         ~49      SISMAX LinRespSpec         Max       0.000       0.000       0.025      0.0000      0.0000 
         ~49      SISMAY LinRespSpec         Max       0.000       0.000       0.248      0.0000      0.0000 
         ~49        TERM   LinStatic                   0.000       0.000      -0.013      0.0000      0.0000 
         ~49       COMB1 Combination         Max       0.000       0.000      31.112      0.0000      0.0000 
         ~49       COMB1 Combination         Min       0.000       0.000      31.112      0.0000      0.0000 
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         ~49       COMB2 Combination         Max       0.000       0.000      33.966      0.0000      0.0000 
         ~49       COMB2 Combination         Min       0.000       0.000      33.966      0.0000      0.0000 
         ~49       COMB3 Combination         Max       0.000       0.000      30.410      0.0000      0.0000 
         ~49       COMB3 Combination         Min       0.000       0.000      30.410      0.0000      0.0000 
         ~49       COMB4 Combination         Max       0.000       0.000      30.332      0.0000      0.0000 
         ~49       COMB4 Combination         Min       0.000       0.000      30.332      0.0000      0.0000 
         ~49       COMB5 Combination         Max       0.000       0.000      33.264      0.0000      0.0000 
         ~49       COMB5 Combination         Min       0.000       0.000      33.264      0.0000      0.0000 
         ~49       COMB6 Combination         Max       0.000       0.000      33.186      0.0000      0.0000 
         ~49       COMB6 Combination         Min       0.000       0.000      33.186      0.0000      0.0000 
         ~49       COMB7 Combination         Max       0.000       0.000      31.138      0.0000      0.0000 
         ~49       COMB7 Combination         Min       0.000       0.000      31.138      0.0000      0.0000 
         ~49       COMB8 Combination         Max       0.000       0.000      33.992      0.0000      0.0000 
         ~49       COMB8 Combination         Min       0.000       0.000      33.992      0.0000      0.0000 
         ~49       COMB9 Combination         Max       0.000       0.000      30.436      0.0000      0.0000 
         ~49       COMB9 Combination         Min       0.000       0.000      30.436      0.0000      0.0000 
         ~49      COMB10 Combination         Max       0.000       0.000      30.358      0.0000      0.0000 
         ~49      COMB10 Combination         Min       0.000       0.000      30.358      0.0000      0.0000 
         ~49      COMB11 Combination         Max       0.000       0.000      33.290      0.0000      0.0000 
         ~49      COMB11 Combination         Min       0.000       0.000      33.290      0.0000      0.0000 
         ~49      COMB12 Combination         Max       0.000       0.000      33.212      0.0000      0.0000 
         ~49      COMB12 Combination         Min       0.000       0.000      33.212      0.0000      0.0000 
         ~49      COMB13 Combination         Max       0.000       0.000      34.004      0.0000      0.0000 
         ~49      COMB13 Combination         Min       0.000       0.000      33.953      0.0000      0.0000 
         ~49      COMB14 Combination         Max       0.000       0.000      34.227      0.0000      0.0000 
         ~49      COMB14 Combination         Min       0.000       0.000      33.731      0.0000      0.0000 
         ~49         INV Combination         Max       0.000       0.000      34.227      0.0000      0.0000 
         ~49         INV Combination         Min       0.000       0.000      30.332      0.0000      0.0000 
         ~50          PP   LinStatic                   0.000       0.000      24.423      0.0000      0.0000 
         ~50        PERM   LinStatic                   0.000       0.000       6.659      0.0000      0.0000 
         ~50        NEVE   LinStatic                   0.000       0.000       2.846      0.0000      0.0000 
         ~50      VENTOX   LinStatic                   0.000       0.000      -0.700      0.0000      0.0000 
         ~50      VENTOY   LinStatic                   0.000       0.000      -0.777      0.0000      0.0000 
         ~50      SISMAX LinRespSpec         Max       0.000       0.000       0.023      0.0000      0.0000 
         ~50      SISMAY LinRespSpec         Max       0.000       0.000       0.244      0.0000      0.0000 
         ~50        TERM   LinStatic                   0.000       0.000      -0.014      0.0000      0.0000 
         ~50       COMB1 Combination         Max       0.000       0.000      31.069      0.0000      0.0000 
         ~50       COMB1 Combination         Min       0.000       0.000      31.069      0.0000      0.0000 
         ~50       COMB2 Combination         Max       0.000       0.000      33.915      0.0000      0.0000 
         ~50       COMB2 Combination         Min       0.000       0.000      33.915      0.0000      0.0000 
         ~50       COMB3 Combination         Max       0.000       0.000      30.369      0.0000      0.0000 
         ~50       COMB3 Combination         Min       0.000       0.000      30.369      0.0000      0.0000 
         ~50       COMB4 Combination         Max       0.000       0.000      30.292      0.0000      0.0000 
         ~50       COMB4 Combination         Min       0.000       0.000      30.292      0.0000      0.0000 
         ~50       COMB5 Combination         Max       0.000       0.000      33.215      0.0000      0.0000 
         ~50       COMB5 Combination         Min       0.000       0.000      33.215      0.0000      0.0000 
         ~50       COMB6 Combination         Max       0.000       0.000      33.138      0.0000      0.0000 
         ~50       COMB6 Combination         Min       0.000       0.000      33.138      0.0000      0.0000 
         ~50       COMB7 Combination         Max       0.000       0.000      31.096      0.0000      0.0000 
         ~50       COMB7 Combination         Min       0.000       0.000      31.096      0.0000      0.0000 
         ~50       COMB8 Combination         Max       0.000       0.000      33.942      0.0000      0.0000 
         ~50       COMB8 Combination         Min       0.000       0.000      33.942      0.0000      0.0000 
         ~50       COMB9 Combination         Max       0.000       0.000      30.396      0.0000      0.0000 
         ~50       COMB9 Combination         Min       0.000       0.000      30.396      0.0000      0.0000 
         ~50      COMB10 Combination         Max       0.000       0.000      30.320      0.0000      0.0000 
         ~50      COMB10 Combination         Min       0.000       0.000      30.320      0.0000      0.0000 
         ~50      COMB11 Combination         Max       0.000       0.000      33.242      0.0000      0.0000 
         ~50      COMB11 Combination         Min       0.000       0.000      33.242      0.0000      0.0000 
         ~50      COMB12 Combination         Max       0.000       0.000      33.165      0.0000      0.0000 
         ~50      COMB12 Combination         Min       0.000       0.000      33.165      0.0000      0.0000 
         ~50      COMB13 Combination         Max       0.000       0.000      33.952      0.0000      0.0000 
         ~50      COMB13 Combination         Min       0.000       0.000      33.905      0.0000      0.0000 
         ~50      COMB14 Combination         Max       0.000       0.000      34.173      0.0000      0.0000 
         ~50      COMB14 Combination         Min       0.000       0.000      33.684      0.0000      0.0000 
         ~50         INV Combination         Max       0.000       0.000      34.173      0.0000      0.0000 
         ~50         INV Combination         Min       0.000       0.000      30.292      0.0000      0.0000 
         ~51          PP   LinStatic                   0.000       0.000      24.397      0.0000      0.0000 
         ~51        PERM   LinStatic                   0.000       0.000       6.648      0.0000      0.0000 
         ~51        NEVE   LinStatic                   0.000       0.000       2.838      0.0000      0.0000 
         ~51      VENTOX   LinStatic                   0.000       0.000      -0.698      0.0000      0.0000 
         ~51      VENTOY   LinStatic                   0.000       0.000      -0.773      0.0000      0.0000 
         ~51      SISMAX LinRespSpec         Max       0.000       0.000       0.020      0.0000      0.0000 
         ~51      SISMAY LinRespSpec         Max       0.000       0.000       0.240      0.0000      0.0000 
         ~51        TERM   LinStatic                   0.000       0.000      -0.014      0.0000      0.0000 
         ~51       COMB1 Combination         Max       0.000       0.000      31.030      0.0000      0.0000 
         ~51       COMB1 Combination         Min       0.000       0.000      31.030      0.0000      0.0000 
         ~51       COMB2 Combination         Max       0.000       0.000      33.868      0.0000      0.0000 
         ~51       COMB2 Combination         Min       0.000       0.000      33.868      0.0000      0.0000 
         ~51       COMB3 Combination         Max       0.000       0.000      30.332      0.0000      0.0000 
         ~51       COMB3 Combination         Min       0.000       0.000      30.332      0.0000      0.0000 
         ~51       COMB4 Combination         Max       0.000       0.000      30.257      0.0000      0.0000 
         ~51       COMB4 Combination         Min       0.000       0.000      30.257      0.0000      0.0000 
         ~51       COMB5 Combination         Max       0.000       0.000      33.170      0.0000      0.0000 
         ~51       COMB5 Combination         Min       0.000       0.000      33.170      0.0000      0.0000 
         ~51       COMB6 Combination         Max       0.000       0.000      33.095      0.0000      0.0000 
         ~51       COMB6 Combination         Min       0.000       0.000      33.095      0.0000      0.0000 
         ~51       COMB7 Combination         Max       0.000       0.000      31.059      0.0000      0.0000 
         ~51       COMB7 Combination         Min       0.000       0.000      31.059      0.0000      0.0000 
         ~51       COMB8 Combination         Max       0.000       0.000      33.897      0.0000      0.0000 
         ~51       COMB8 Combination         Min       0.000       0.000      33.897      0.0000      0.0000 
         ~51       COMB9 Combination         Max       0.000       0.000      30.361      0.0000      0.0000 
         ~51       COMB9 Combination         Min       0.000       0.000      30.361      0.0000      0.0000 
         ~51      COMB10 Combination         Max       0.000       0.000      30.286      0.0000      0.0000 
         ~51      COMB10 Combination         Min       0.000       0.000      30.286      0.0000      0.0000 
         ~51      COMB11 Combination         Max       0.000       0.000      33.199      0.0000      0.0000 
         ~51      COMB11 Combination         Min       0.000       0.000      33.199      0.0000      0.0000 
         ~51      COMB12 Combination         Max       0.000       0.000      33.124      0.0000      0.0000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

715/ 799 

 
         ~51      COMB12 Combination         Min       0.000       0.000      33.124      0.0000      0.0000 
         ~51      COMB13 Combination         Max       0.000       0.000      33.903      0.0000      0.0000 
         ~51      COMB13 Combination         Min       0.000       0.000      33.862      0.0000      0.0000 
         ~51      COMB14 Combination         Max       0.000       0.000      34.123      0.0000      0.0000 
         ~51      COMB14 Combination         Min       0.000       0.000      33.643      0.0000      0.0000 
         ~51         INV Combination         Max       0.000       0.000      34.123      0.0000      0.0000 
         ~51         INV Combination         Min       0.000       0.000      30.257      0.0000      0.0000 
         ~52          PP   LinStatic                   0.000       0.000      24.380      0.0000      0.0000 
         ~52        PERM   LinStatic                   0.000       0.000       6.639      0.0000      0.0000 
         ~52        NEVE   LinStatic                   0.000       0.000       2.832      0.0000      0.0000 
         ~52      VENTOX   LinStatic                   0.000       0.000      -0.697      0.0000      0.0000 
         ~52      VENTOY   LinStatic                   0.000       0.000      -0.771      0.0000      0.0000 
         ~52      SISMAX LinRespSpec         Max       0.000       0.000       0.018      0.0000      0.0000 
         ~52      SISMAY LinRespSpec         Max       0.000       0.000       0.236      0.0000      0.0000 
         ~52        TERM   LinStatic                   0.000       0.000      -0.015      0.0000      0.0000 
         ~52       COMB1 Combination         Max       0.000       0.000      31.004      0.0000      0.0000 
         ~52       COMB1 Combination         Min       0.000       0.000      31.004      0.0000      0.0000 
         ~52       COMB2 Combination         Max       0.000       0.000      33.837      0.0000      0.0000 
         ~52       COMB2 Combination         Min       0.000       0.000      33.837      0.0000      0.0000 
         ~52       COMB3 Combination         Max       0.000       0.000      30.308      0.0000      0.0000 
         ~52       COMB3 Combination         Min       0.000       0.000      30.308      0.0000      0.0000 
         ~52       COMB4 Combination         Max       0.000       0.000      30.234      0.0000      0.0000 
         ~52       COMB4 Combination         Min       0.000       0.000      30.234      0.0000      0.0000 
         ~52       COMB5 Combination         Max       0.000       0.000      33.140      0.0000      0.0000 
         ~52       COMB5 Combination         Min       0.000       0.000      33.140      0.0000      0.0000 
         ~52       COMB6 Combination         Max       0.000       0.000      33.066      0.0000      0.0000 
         ~52       COMB6 Combination         Min       0.000       0.000      33.066      0.0000      0.0000 
         ~52       COMB7 Combination         Max       0.000       0.000      31.034      0.0000      0.0000 
         ~52       COMB7 Combination         Min       0.000       0.000      31.034      0.0000      0.0000 
         ~52       COMB8 Combination         Max       0.000       0.000      33.866      0.0000      0.0000 
         ~52       COMB8 Combination         Min       0.000       0.000      33.866      0.0000      0.0000 
         ~52       COMB9 Combination         Max       0.000       0.000      30.338      0.0000      0.0000 
         ~52       COMB9 Combination         Min       0.000       0.000      30.338      0.0000      0.0000 
         ~52      COMB10 Combination         Max       0.000       0.000      30.263      0.0000      0.0000 
         ~52      COMB10 Combination         Min       0.000       0.000      30.263      0.0000      0.0000 
         ~52      COMB11 Combination         Max       0.000       0.000      33.170      0.0000      0.0000 
         ~52      COMB11 Combination         Min       0.000       0.000      33.170      0.0000      0.0000 
         ~52      COMB12 Combination         Max       0.000       0.000      33.096      0.0000      0.0000 
         ~52      COMB12 Combination         Min       0.000       0.000      33.096      0.0000      0.0000 
         ~52      COMB13 Combination         Max       0.000       0.000      33.869      0.0000      0.0000 
         ~52      COMB13 Combination         Min       0.000       0.000      33.833      0.0000      0.0000 
         ~52      COMB14 Combination         Max       0.000       0.000      34.088      0.0000      0.0000 
         ~52      COMB14 Combination         Min       0.000       0.000      33.615      0.0000      0.0000 
         ~52         INV Combination         Max       0.000       0.000      34.088      0.0000      0.0000 
         ~52         INV Combination         Min       0.000       0.000      30.234      0.0000      0.0000 
         ~53          PP   LinStatic                   0.000       0.000      24.363      0.0000      0.0000 
         ~53        PERM   LinStatic                   0.000       0.000       6.629      0.0000      0.0000 
         ~53        NEVE   LinStatic                   0.000       0.000       2.825      0.0000      0.0000 
         ~53      VENTOX   LinStatic                   0.000       0.000      -0.695      0.0000      0.0000 
         ~53      VENTOY   LinStatic                   0.000       0.000      -0.768      0.0000      0.0000 
         ~53      SISMAX LinRespSpec         Max       0.000       0.000       0.015      0.0000      0.0000 
         ~53      SISMAY LinRespSpec         Max       0.000       0.000       0.232      0.0000      0.0000 
         ~53        TERM   LinStatic                   0.000       0.000      -0.015      0.0000      0.0000 
         ~53       COMB1 Combination         Max       0.000       0.000      30.977      0.0000      0.0000 
         ~53       COMB1 Combination         Min       0.000       0.000      30.977      0.0000      0.0000 
         ~53       COMB2 Combination         Max       0.000       0.000      33.802      0.0000      0.0000 
         ~53       COMB2 Combination         Min       0.000       0.000      33.802      0.0000      0.0000 
         ~53       COMB3 Combination         Max       0.000       0.000      30.282      0.0000      0.0000 
         ~53       COMB3 Combination         Min       0.000       0.000      30.282      0.0000      0.0000 
         ~53       COMB4 Combination         Max       0.000       0.000      30.209      0.0000      0.0000 
         ~53       COMB4 Combination         Min       0.000       0.000      30.209      0.0000      0.0000 
         ~53       COMB5 Combination         Max       0.000       0.000      33.107      0.0000      0.0000 
         ~53       COMB5 Combination         Min       0.000       0.000      33.107      0.0000      0.0000 
         ~53       COMB6 Combination         Max       0.000       0.000      33.034      0.0000      0.0000 
         ~53       COMB6 Combination         Min       0.000       0.000      33.034      0.0000      0.0000 
         ~53       COMB7 Combination         Max       0.000       0.000      31.007      0.0000      0.0000 
         ~53       COMB7 Combination         Min       0.000       0.000      31.007      0.0000      0.0000 
         ~53       COMB8 Combination         Max       0.000       0.000      33.833      0.0000      0.0000 
         ~53       COMB8 Combination         Min       0.000       0.000      33.833      0.0000      0.0000 
         ~53       COMB9 Combination         Max       0.000       0.000      30.312      0.0000      0.0000 
         ~53       COMB9 Combination         Min       0.000       0.000      30.312      0.0000      0.0000 
         ~53      COMB10 Combination         Max       0.000       0.000      30.240      0.0000      0.0000 
         ~53      COMB10 Combination         Min       0.000       0.000      30.240      0.0000      0.0000 
         ~53      COMB11 Combination         Max       0.000       0.000      33.137      0.0000      0.0000 
         ~53      COMB11 Combination         Min       0.000       0.000      33.137      0.0000      0.0000 
         ~53      COMB12 Combination         Max       0.000       0.000      33.065      0.0000      0.0000 
         ~53      COMB12 Combination         Min       0.000       0.000      33.065      0.0000      0.0000 
         ~53      COMB13 Combination         Max       0.000       0.000      33.833      0.0000      0.0000 
         ~53      COMB13 Combination         Min       0.000       0.000      33.802      0.0000      0.0000 
         ~53      COMB14 Combination         Max       0.000       0.000      34.049      0.0000      0.0000 
         ~53      COMB14 Combination         Min       0.000       0.000      33.586      0.0000      0.0000 
         ~53         INV Combination         Max       0.000       0.000      34.049      0.0000      0.0000 
         ~53         INV Combination         Min       0.000       0.000      30.209      0.0000      0.0000 
         ~54          PP   LinStatic                   0.000       0.000      24.350      0.0000      0.0000 
         ~54        PERM   LinStatic                   0.000       0.000       6.620      0.0000      0.0000 
         ~54        NEVE   LinStatic                   0.000       0.000       2.819      0.0000      0.0000 
         ~54      VENTOX   LinStatic                   0.000       0.000      -0.694      0.0000      0.0000 
         ~54      VENTOY   LinStatic                   0.000       0.000      -0.765      0.0000      0.0000 
         ~54      SISMAX LinRespSpec         Max       0.000       0.000       0.013      0.0000      0.0000 
         ~54      SISMAY LinRespSpec         Max       0.000       0.000       0.228      0.0000      0.0000 
         ~54        TERM   LinStatic                   0.000       0.000      -0.016      0.0000      0.0000 
         ~54       COMB1 Combination         Max       0.000       0.000      30.954      0.0000      0.0000 
         ~54       COMB1 Combination         Min       0.000       0.000      30.954      0.0000      0.0000 
         ~54       COMB2 Combination         Max       0.000       0.000      33.773      0.0000      0.0000 
         ~54       COMB2 Combination         Min       0.000       0.000      33.773      0.0000      0.0000 
         ~54       COMB3 Combination         Max       0.000       0.000      30.260      0.0000      0.0000 
         ~54       COMB3 Combination         Min       0.000       0.000      30.260      0.0000      0.0000 
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         ~54       COMB4 Combination         Max       0.000       0.000      30.189      0.0000      0.0000 
         ~54       COMB4 Combination         Min       0.000       0.000      30.189      0.0000      0.0000 
         ~54       COMB5 Combination         Max       0.000       0.000      33.079      0.0000      0.0000 
         ~54       COMB5 Combination         Min       0.000       0.000      33.079      0.0000      0.0000 
         ~54       COMB6 Combination         Max       0.000       0.000      33.008      0.0000      0.0000 
         ~54       COMB6 Combination         Min       0.000       0.000      33.008      0.0000      0.0000 
         ~54       COMB7 Combination         Max       0.000       0.000      30.985      0.0000      0.0000 
         ~54       COMB7 Combination         Min       0.000       0.000      30.985      0.0000      0.0000 
         ~54       COMB8 Combination         Max       0.000       0.000      33.804      0.0000      0.0000 
         ~54       COMB8 Combination         Min       0.000       0.000      33.804      0.0000      0.0000 
         ~54       COMB9 Combination         Max       0.000       0.000      30.291      0.0000      0.0000 
         ~54       COMB9 Combination         Min       0.000       0.000      30.291      0.0000      0.0000 
         ~54      COMB10 Combination         Max       0.000       0.000      30.220      0.0000      0.0000 
         ~54      COMB10 Combination         Min       0.000       0.000      30.220      0.0000      0.0000 
         ~54      COMB11 Combination         Max       0.000       0.000      33.110      0.0000      0.0000 
         ~54      COMB11 Combination         Min       0.000       0.000      33.110      0.0000      0.0000 
         ~54      COMB12 Combination         Max       0.000       0.000      33.039      0.0000      0.0000 
         ~54      COMB12 Combination         Min       0.000       0.000      33.039      0.0000      0.0000 
         ~54      COMB13 Combination         Max       0.000       0.000      33.801      0.0000      0.0000 
         ~54      COMB13 Combination         Min       0.000       0.000      33.775      0.0000      0.0000 
         ~54      COMB14 Combination         Max       0.000       0.000      34.016      0.0000      0.0000 
         ~54      COMB14 Combination         Min       0.000       0.000      33.561      0.0000      0.0000 
         ~54         INV Combination         Max       0.000       0.000      34.016      0.0000      0.0000 
         ~54         INV Combination         Min       0.000       0.000      30.189      0.0000      0.0000 
         ~55          PP   LinStatic                   0.000       0.000      24.342      0.0000      0.0000 
         ~55        PERM   LinStatic                   0.000       0.000       6.611      0.0000      0.0000 
         ~55        NEVE   LinStatic                   0.000       0.000       2.813      0.0000      0.0000 
         ~55      VENTOX   LinStatic                   0.000       0.000      -0.692      0.0000      0.0000 
         ~55      VENTOY   LinStatic                   0.000       0.000      -0.762      0.0000      0.0000 
         ~55      SISMAX LinRespSpec         Max       0.000       0.000       0.010      0.0000      0.0000 
         ~55      SISMAY LinRespSpec         Max       0.000       0.000       0.223      0.0000      0.0000 
         ~55        TERM   LinStatic                   0.000       0.000      -0.016      0.0000      0.0000 
         ~55       COMB1 Combination         Max       0.000       0.000      30.938      0.0000      0.0000 
         ~55       COMB1 Combination         Min       0.000       0.000      30.938      0.0000      0.0000 
         ~55       COMB2 Combination         Max       0.000       0.000      33.751      0.0000      0.0000 
         ~55       COMB2 Combination         Min       0.000       0.000      33.751      0.0000      0.0000 
         ~55       COMB3 Combination         Max       0.000       0.000      30.245      0.0000      0.0000 
         ~55       COMB3 Combination         Min       0.000       0.000      30.245      0.0000      0.0000 
         ~55       COMB4 Combination         Max       0.000       0.000      30.176      0.0000      0.0000 
         ~55       COMB4 Combination         Min       0.000       0.000      30.176      0.0000      0.0000 
         ~55       COMB5 Combination         Max       0.000       0.000      33.059      0.0000      0.0000 
         ~55       COMB5 Combination         Min       0.000       0.000      33.059      0.0000      0.0000 
         ~55       COMB6 Combination         Max       0.000       0.000      32.989      0.0000      0.0000 
         ~55       COMB6 Combination         Min       0.000       0.000      32.989      0.0000      0.0000 
         ~55       COMB7 Combination         Max       0.000       0.000      30.969      0.0000      0.0000 
         ~55       COMB7 Combination         Min       0.000       0.000      30.969      0.0000      0.0000 
         ~55       COMB8 Combination         Max       0.000       0.000      33.782      0.0000      0.0000 
         ~55       COMB8 Combination         Min       0.000       0.000      33.782      0.0000      0.0000 
         ~55       COMB9 Combination         Max       0.000       0.000      30.277      0.0000      0.0000 
         ~55       COMB9 Combination         Min       0.000       0.000      30.277      0.0000      0.0000 
         ~55      COMB10 Combination         Max       0.000       0.000      30.207      0.0000      0.0000 
         ~55      COMB10 Combination         Min       0.000       0.000      30.207      0.0000      0.0000 
         ~55      COMB11 Combination         Max       0.000       0.000      33.090      0.0000      0.0000 
         ~55      COMB11 Combination         Min       0.000       0.000      33.090      0.0000      0.0000 
         ~55      COMB12 Combination         Max       0.000       0.000      33.020      0.0000      0.0000 
         ~55      COMB12 Combination         Min       0.000       0.000      33.020      0.0000      0.0000 
         ~55      COMB13 Combination         Max       0.000       0.000      33.777      0.0000      0.0000 
         ~55      COMB13 Combination         Min       0.000       0.000      33.756      0.0000      0.0000 
         ~55      COMB14 Combination         Max       0.000       0.000      33.990      0.0000      0.0000 
         ~55      COMB14 Combination         Min       0.000       0.000      33.544      0.0000      0.0000 
         ~55         INV Combination         Max       0.000       0.000      33.990      0.0000      0.0000 
         ~55         INV Combination         Min       0.000       0.000      30.176      0.0000      0.0000 
         ~56          PP   LinStatic                   0.000       0.000      24.342      0.0000      0.0000 
         ~56        PERM   LinStatic                   0.000       0.000       6.606      0.0000      0.0000 
         ~56        NEVE   LinStatic                   0.000       0.000       2.809      0.0000      0.0000 
         ~56      VENTOX   LinStatic                   0.000       0.000      -0.692      0.0000      0.0000 
         ~56      VENTOY   LinStatic                   0.000       0.000      -0.760      0.0000      0.0000 
         ~56      SISMAX LinRespSpec         Max       0.000       0.000   7.990E-03      0.0000      0.0000 
         ~56      SISMAY LinRespSpec         Max       0.000       0.000       0.219      0.0000      0.0000 
         ~56        TERM   LinStatic                   0.000       0.000      -0.016      0.0000      0.0000 
         ~56       COMB1 Combination         Max       0.000       0.000      30.932      0.0000      0.0000 
         ~56       COMB1 Combination         Min       0.000       0.000      30.932      0.0000      0.0000 
         ~56       COMB2 Combination         Max       0.000       0.000      33.741      0.0000      0.0000 
         ~56       COMB2 Combination         Min       0.000       0.000      33.741      0.0000      0.0000 
         ~56       COMB3 Combination         Max       0.000       0.000      30.240      0.0000      0.0000 
         ~56       COMB3 Combination         Min       0.000       0.000      30.240      0.0000      0.0000 
         ~56       COMB4 Combination         Max       0.000       0.000      30.172      0.0000      0.0000 
         ~56       COMB4 Combination         Min       0.000       0.000      30.172      0.0000      0.0000 
         ~56       COMB5 Combination         Max       0.000       0.000      33.049      0.0000      0.0000 
         ~56       COMB5 Combination         Min       0.000       0.000      33.049      0.0000      0.0000 
         ~56       COMB6 Combination         Max       0.000       0.000      32.981      0.0000      0.0000 
         ~56       COMB6 Combination         Min       0.000       0.000      32.981      0.0000      0.0000 
         ~56       COMB7 Combination         Max       0.000       0.000      30.964      0.0000      0.0000 
         ~56       COMB7 Combination         Min       0.000       0.000      30.964      0.0000      0.0000 
         ~56       COMB8 Combination         Max       0.000       0.000      33.773      0.0000      0.0000 
         ~56       COMB8 Combination         Min       0.000       0.000      33.773      0.0000      0.0000 
         ~56       COMB9 Combination         Max       0.000       0.000      30.272      0.0000      0.0000 
         ~56       COMB9 Combination         Min       0.000       0.000      30.272      0.0000      0.0000 
         ~56      COMB10 Combination         Max       0.000       0.000      30.204      0.0000      0.0000 
         ~56      COMB10 Combination         Min       0.000       0.000      30.204      0.0000      0.0000 
         ~56      COMB11 Combination         Max       0.000       0.000      33.081      0.0000      0.0000 
         ~56      COMB11 Combination         Min       0.000       0.000      33.081      0.0000      0.0000 
         ~56      COMB12 Combination         Max       0.000       0.000      33.013      0.0000      0.0000 
         ~56      COMB12 Combination         Min       0.000       0.000      33.013      0.0000      0.0000 
         ~56      COMB13 Combination         Max       0.000       0.000      33.765      0.0000      0.0000 
         ~56      COMB13 Combination         Min       0.000       0.000      33.749      0.0000      0.0000 
         ~56      COMB14 Combination         Max       0.000       0.000      33.976      0.0000      0.0000 
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         ~56      COMB14 Combination         Min       0.000       0.000      33.538      0.0000      0.0000 
         ~56         INV Combination         Max       0.000       0.000      33.976      0.0000      0.0000 
         ~56         INV Combination         Min       0.000       0.000      30.172      0.0000      0.0000 
         ~57          PP   LinStatic                   0.000       0.000      24.453      0.0000      0.0000 
         ~57        PERM   LinStatic                   0.000       0.000       6.671      0.0000      0.0000 
         ~57        NEVE   LinStatic                   0.000       0.000       2.854      0.0000      0.0000 
         ~57      VENTOX   LinStatic                   0.000       0.000      -0.702      0.0000      0.0000 
         ~57      VENTOY   LinStatic                   0.000       0.000      -0.625      0.0000      0.0000 
         ~57      SISMAX LinRespSpec         Max       0.000       0.000       0.025      0.0000      0.0000 
         ~57      SISMAY LinRespSpec         Max       0.000       0.000       0.248      0.0000      0.0000 
         ~57        TERM   LinStatic                   0.000       0.000      -0.013      0.0000      0.0000 
         ~57       COMB1 Combination         Max       0.000       0.000      31.112      0.0000      0.0000 
         ~57       COMB1 Combination         Min       0.000       0.000      31.112      0.0000      0.0000 
         ~57       COMB2 Combination         Max       0.000       0.000      33.966      0.0000      0.0000 
         ~57       COMB2 Combination         Min       0.000       0.000      33.966      0.0000      0.0000 
         ~57       COMB3 Combination         Max       0.000       0.000      30.410      0.0000      0.0000 
         ~57       COMB3 Combination         Min       0.000       0.000      30.410      0.0000      0.0000 
         ~57       COMB4 Combination         Max       0.000       0.000      30.486      0.0000      0.0000 
         ~57       COMB4 Combination         Min       0.000       0.000      30.486      0.0000      0.0000 
         ~57       COMB5 Combination         Max       0.000       0.000      33.264      0.0000      0.0000 
         ~57       COMB5 Combination         Min       0.000       0.000      33.264      0.0000      0.0000 
         ~57       COMB6 Combination         Max       0.000       0.000      33.341      0.0000      0.0000 
         ~57       COMB6 Combination         Min       0.000       0.000      33.341      0.0000      0.0000 
         ~57       COMB7 Combination         Max       0.000       0.000      31.138      0.0000      0.0000 
         ~57       COMB7 Combination         Min       0.000       0.000      31.138      0.0000      0.0000 
         ~57       COMB8 Combination         Max       0.000       0.000      33.992      0.0000      0.0000 
         ~57       COMB8 Combination         Min       0.000       0.000      33.992      0.0000      0.0000 
         ~57       COMB9 Combination         Max       0.000       0.000      30.436      0.0000      0.0000 
         ~57       COMB9 Combination         Min       0.000       0.000      30.436      0.0000      0.0000 
         ~57      COMB10 Combination         Max       0.000       0.000      30.513      0.0000      0.0000 
         ~57      COMB10 Combination         Min       0.000       0.000      30.513      0.0000      0.0000 
         ~57      COMB11 Combination         Max       0.000       0.000      33.290      0.0000      0.0000 
         ~57      COMB11 Combination         Min       0.000       0.000      33.290      0.0000      0.0000 
         ~57      COMB12 Combination         Max       0.000       0.000      33.367      0.0000      0.0000 
         ~57      COMB12 Combination         Min       0.000       0.000      33.367      0.0000      0.0000 
         ~57      COMB13 Combination         Max       0.000       0.000      34.004      0.0000      0.0000 
         ~57      COMB13 Combination         Min       0.000       0.000      33.953      0.0000      0.0000 
         ~57      COMB14 Combination         Max       0.000       0.000      34.227      0.0000      0.0000 
         ~57      COMB14 Combination         Min       0.000       0.000      33.731      0.0000      0.0000 
         ~57         INV Combination         Max       0.000       0.000      34.227      0.0000      0.0000 
         ~57         INV Combination         Min       0.000       0.000      30.410      0.0000      0.0000 
         ~58          PP   LinStatic                   0.000       0.000      24.423      0.0000      0.0000 
         ~58        PERM   LinStatic                   0.000       0.000       6.659      0.0000      0.0000 
         ~58        NEVE   LinStatic                   0.000       0.000       2.846      0.0000      0.0000 
         ~58      VENTOX   LinStatic                   0.000       0.000      -0.700      0.0000      0.0000 
         ~58      VENTOY   LinStatic                   0.000       0.000      -0.624      0.0000      0.0000 
         ~58      SISMAX LinRespSpec         Max       0.000       0.000       0.023      0.0000      0.0000 
         ~58      SISMAY LinRespSpec         Max       0.000       0.000       0.244      0.0000      0.0000 
         ~58        TERM   LinStatic                   0.000       0.000      -0.014      0.0000      0.0000 
         ~58       COMB1 Combination         Max       0.000       0.000      31.069      0.0000      0.0000 
         ~58       COMB1 Combination         Min       0.000       0.000      31.069      0.0000      0.0000 
         ~58       COMB2 Combination         Max       0.000       0.000      33.915      0.0000      0.0000 
         ~58       COMB2 Combination         Min       0.000       0.000      33.915      0.0000      0.0000 
         ~58       COMB3 Combination         Max       0.000       0.000      30.369      0.0000      0.0000 
         ~58       COMB3 Combination         Min       0.000       0.000      30.369      0.0000      0.0000 
         ~58       COMB4 Combination         Max       0.000       0.000      30.445      0.0000      0.0000 
         ~58       COMB4 Combination         Min       0.000       0.000      30.445      0.0000      0.0000 
         ~58       COMB5 Combination         Max       0.000       0.000      33.215      0.0000      0.0000 
         ~58       COMB5 Combination         Min       0.000       0.000      33.215      0.0000      0.0000 
         ~58       COMB6 Combination         Max       0.000       0.000      33.291      0.0000      0.0000 
         ~58       COMB6 Combination         Min       0.000       0.000      33.291      0.0000      0.0000 
         ~58       COMB7 Combination         Max       0.000       0.000      31.096      0.0000      0.0000 
         ~58       COMB7 Combination         Min       0.000       0.000      31.096      0.0000      0.0000 
         ~58       COMB8 Combination         Max       0.000       0.000      33.942      0.0000      0.0000 
         ~58       COMB8 Combination         Min       0.000       0.000      33.942      0.0000      0.0000 
         ~58       COMB9 Combination         Max       0.000       0.000      30.396      0.0000      0.0000 
         ~58       COMB9 Combination         Min       0.000       0.000      30.396      0.0000      0.0000 
         ~58      COMB10 Combination         Max       0.000       0.000      30.472      0.0000      0.0000 
         ~58      COMB10 Combination         Min       0.000       0.000      30.472      0.0000      0.0000 
         ~58      COMB11 Combination         Max       0.000       0.000      33.242      0.0000      0.0000 
         ~58      COMB11 Combination         Min       0.000       0.000      33.242      0.0000      0.0000 
         ~58      COMB12 Combination         Max       0.000       0.000      33.318      0.0000      0.0000 
         ~58      COMB12 Combination         Min       0.000       0.000      33.318      0.0000      0.0000 
         ~58      COMB13 Combination         Max       0.000       0.000      33.952      0.0000      0.0000 
         ~58      COMB13 Combination         Min       0.000       0.000      33.905      0.0000      0.0000 
         ~58      COMB14 Combination         Max       0.000       0.000      34.173      0.0000      0.0000 
         ~58      COMB14 Combination         Min       0.000       0.000      33.684      0.0000      0.0000 
         ~58         INV Combination         Max       0.000       0.000      34.173      0.0000      0.0000 
         ~58         INV Combination         Min       0.000       0.000      30.369      0.0000      0.0000 
         ~59          PP   LinStatic                   0.000       0.000      24.397      0.0000      0.0000 
         ~59        PERM   LinStatic                   0.000       0.000       6.648      0.0000      0.0000 
         ~59        NEVE   LinStatic                   0.000       0.000       2.838      0.0000      0.0000 
         ~59      VENTOX   LinStatic                   0.000       0.000      -0.698      0.0000      0.0000 
         ~59      VENTOY   LinStatic                   0.000       0.000      -0.624      0.0000      0.0000 
         ~59      SISMAX LinRespSpec         Max       0.000       0.000       0.020      0.0000      0.0000 
         ~59      SISMAY LinRespSpec         Max       0.000       0.000       0.240      0.0000      0.0000 
         ~59        TERM   LinStatic                   0.000       0.000      -0.014      0.0000      0.0000 
         ~59       COMB1 Combination         Max       0.000       0.000      31.030      0.0000      0.0000 
         ~59       COMB1 Combination         Min       0.000       0.000      31.030      0.0000      0.0000 
         ~59       COMB2 Combination         Max       0.000       0.000      33.868      0.0000      0.0000 
         ~59       COMB2 Combination         Min       0.000       0.000      33.868      0.0000      0.0000 
         ~59       COMB3 Combination         Max       0.000       0.000      30.332      0.0000      0.0000 
         ~59       COMB3 Combination         Min       0.000       0.000      30.332      0.0000      0.0000 
         ~59       COMB4 Combination         Max       0.000       0.000      30.407      0.0000      0.0000 
         ~59       COMB4 Combination         Min       0.000       0.000      30.407      0.0000      0.0000 
         ~59       COMB5 Combination         Max       0.000       0.000      33.170      0.0000      0.0000 
         ~59       COMB5 Combination         Min       0.000       0.000      33.170      0.0000      0.0000 
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         ~59       COMB6 Combination         Max       0.000       0.000      33.245      0.0000      0.0000 
         ~59       COMB6 Combination         Min       0.000       0.000      33.245      0.0000      0.0000 
         ~59       COMB7 Combination         Max       0.000       0.000      31.059      0.0000      0.0000 
         ~59       COMB7 Combination         Min       0.000       0.000      31.059      0.0000      0.0000 
         ~59       COMB8 Combination         Max       0.000       0.000      33.897      0.0000      0.0000 
         ~59       COMB8 Combination         Min       0.000       0.000      33.897      0.0000      0.0000 
         ~59       COMB9 Combination         Max       0.000       0.000      30.361      0.0000      0.0000 
         ~59       COMB9 Combination         Min       0.000       0.000      30.361      0.0000      0.0000 
         ~59      COMB10 Combination         Max       0.000       0.000      30.435      0.0000      0.0000 
         ~59      COMB10 Combination         Min       0.000       0.000      30.435      0.0000      0.0000 
         ~59      COMB11 Combination         Max       0.000       0.000      33.199      0.0000      0.0000 
         ~59      COMB11 Combination         Min       0.000       0.000      33.199      0.0000      0.0000 
         ~59      COMB12 Combination         Max       0.000       0.000      33.273      0.0000      0.0000 
         ~59      COMB12 Combination         Min       0.000       0.000      33.273      0.0000      0.0000 
         ~59      COMB13 Combination         Max       0.000       0.000      33.903      0.0000      0.0000 
         ~59      COMB13 Combination         Min       0.000       0.000      33.862      0.0000      0.0000 
         ~59      COMB14 Combination         Max       0.000       0.000      34.123      0.0000      0.0000 
         ~59      COMB14 Combination         Min       0.000       0.000      33.643      0.0000      0.0000 
         ~59         INV Combination         Max       0.000       0.000      34.123      0.0000      0.0000 
         ~59         INV Combination         Min       0.000       0.000      30.332      0.0000      0.0000 
         ~60          PP   LinStatic                   0.000       0.000      24.380      0.0000      0.0000 
         ~60        PERM   LinStatic                   0.000       0.000       6.639      0.0000      0.0000 
         ~60        NEVE   LinStatic                   0.000       0.000       2.832      0.0000      0.0000 
         ~60      VENTOX   LinStatic                   0.000       0.000      -0.697      0.0000      0.0000 
         ~60      VENTOY   LinStatic                   0.000       0.000      -0.623      0.0000      0.0000 
         ~60      SISMAX LinRespSpec         Max       0.000       0.000       0.018      0.0000      0.0000 
         ~60      SISMAY LinRespSpec         Max       0.000       0.000       0.236      0.0000      0.0000 
         ~60        TERM   LinStatic                   0.000       0.000      -0.015      0.0000      0.0000 
         ~60       COMB1 Combination         Max       0.000       0.000      31.004      0.0000      0.0000 
         ~60       COMB1 Combination         Min       0.000       0.000      31.004      0.0000      0.0000 
         ~60       COMB2 Combination         Max       0.000       0.000      33.837      0.0000      0.0000 
         ~60       COMB2 Combination         Min       0.000       0.000      33.837      0.0000      0.0000 
         ~60       COMB3 Combination         Max       0.000       0.000      30.308      0.0000      0.0000 
         ~60       COMB3 Combination         Min       0.000       0.000      30.308      0.0000      0.0000 
         ~60       COMB4 Combination         Max       0.000       0.000      30.381      0.0000      0.0000 
         ~60       COMB4 Combination         Min       0.000       0.000      30.381      0.0000      0.0000 
         ~60       COMB5 Combination         Max       0.000       0.000      33.140      0.0000      0.0000 
         ~60       COMB5 Combination         Min       0.000       0.000      33.140      0.0000      0.0000 
         ~60       COMB6 Combination         Max       0.000       0.000      33.213      0.0000      0.0000 
         ~60       COMB6 Combination         Min       0.000       0.000      33.213      0.0000      0.0000 
         ~60       COMB7 Combination         Max       0.000       0.000      31.034      0.0000      0.0000 
         ~60       COMB7 Combination         Min       0.000       0.000      31.034      0.0000      0.0000 
         ~60       COMB8 Combination         Max       0.000       0.000      33.866      0.0000      0.0000 
         ~60       COMB8 Combination         Min       0.000       0.000      33.866      0.0000      0.0000 
         ~60       COMB9 Combination         Max       0.000       0.000      30.338      0.0000      0.0000 
         ~60       COMB9 Combination         Min       0.000       0.000      30.338      0.0000      0.0000 
         ~60      COMB10 Combination         Max       0.000       0.000      30.411      0.0000      0.0000 
         ~60      COMB10 Combination         Min       0.000       0.000      30.411      0.0000      0.0000 
         ~60      COMB11 Combination         Max       0.000       0.000      33.170      0.0000      0.0000 
         ~60      COMB11 Combination         Min       0.000       0.000      33.170      0.0000      0.0000 
         ~60      COMB12 Combination         Max       0.000       0.000      33.243      0.0000      0.0000 
         ~60      COMB12 Combination         Min       0.000       0.000      33.243      0.0000      0.0000 
         ~60      COMB13 Combination         Max       0.000       0.000      33.869      0.0000      0.0000 
         ~60      COMB13 Combination         Min       0.000       0.000      33.833      0.0000      0.0000 
         ~60      COMB14 Combination         Max       0.000       0.000      34.088      0.0000      0.0000 
         ~60      COMB14 Combination         Min       0.000       0.000      33.615      0.0000      0.0000 
         ~60         INV Combination         Max       0.000       0.000      34.088      0.0000      0.0000 
         ~60         INV Combination         Min       0.000       0.000      30.308      0.0000      0.0000 
         ~61          PP   LinStatic                   0.000       0.000      24.363      0.0000      0.0000 
         ~61        PERM   LinStatic                   0.000       0.000       6.629      0.0000      0.0000 
         ~61        NEVE   LinStatic                   0.000       0.000       2.825      0.0000      0.0000 
         ~61      VENTOX   LinStatic                   0.000       0.000      -0.695      0.0000      0.0000 
         ~61      VENTOY   LinStatic                   0.000       0.000      -0.623      0.0000      0.0000 
         ~61      SISMAX LinRespSpec         Max       0.000       0.000       0.015      0.0000      0.0000 
         ~61      SISMAY LinRespSpec         Max       0.000       0.000       0.232      0.0000      0.0000 
         ~61        TERM   LinStatic                   0.000       0.000      -0.015      0.0000      0.0000 
         ~61       COMB1 Combination         Max       0.000       0.000      30.977      0.0000      0.0000 
         ~61       COMB1 Combination         Min       0.000       0.000      30.977      0.0000      0.0000 
         ~61       COMB2 Combination         Max       0.000       0.000      33.802      0.0000      0.0000 
         ~61       COMB2 Combination         Min       0.000       0.000      33.802      0.0000      0.0000 
         ~61       COMB3 Combination         Max       0.000       0.000      30.282      0.0000      0.0000 
         ~61       COMB3 Combination         Min       0.000       0.000      30.282      0.0000      0.0000 
         ~61       COMB4 Combination         Max       0.000       0.000      30.354      0.0000      0.0000 
         ~61       COMB4 Combination         Min       0.000       0.000      30.354      0.0000      0.0000 
         ~61       COMB5 Combination         Max       0.000       0.000      33.107      0.0000      0.0000 
         ~61       COMB5 Combination         Min       0.000       0.000      33.107      0.0000      0.0000 
         ~61       COMB6 Combination         Max       0.000       0.000      33.179      0.0000      0.0000 
         ~61       COMB6 Combination         Min       0.000       0.000      33.179      0.0000      0.0000 
         ~61       COMB7 Combination         Max       0.000       0.000      31.007      0.0000      0.0000 
         ~61       COMB7 Combination         Min       0.000       0.000      31.007      0.0000      0.0000 
         ~61       COMB8 Combination         Max       0.000       0.000      33.833      0.0000      0.0000 
         ~61       COMB8 Combination         Min       0.000       0.000      33.833      0.0000      0.0000 
         ~61       COMB9 Combination         Max       0.000       0.000      30.312      0.0000      0.0000 
         ~61       COMB9 Combination         Min       0.000       0.000      30.312      0.0000      0.0000 
         ~61      COMB10 Combination         Max       0.000       0.000      30.384      0.0000      0.0000 
         ~61      COMB10 Combination         Min       0.000       0.000      30.384      0.0000      0.0000 
         ~61      COMB11 Combination         Max       0.000       0.000      33.137      0.0000      0.0000 
         ~61      COMB11 Combination         Min       0.000       0.000      33.137      0.0000      0.0000 
         ~61      COMB12 Combination         Max       0.000       0.000      33.210      0.0000      0.0000 
         ~61      COMB12 Combination         Min       0.000       0.000      33.210      0.0000      0.0000 
         ~61      COMB13 Combination         Max       0.000       0.000      33.833      0.0000      0.0000 
         ~61      COMB13 Combination         Min       0.000       0.000      33.802      0.0000      0.0000 
         ~61      COMB14 Combination         Max       0.000       0.000      34.049      0.0000      0.0000 
         ~61      COMB14 Combination         Min       0.000       0.000      33.586      0.0000      0.0000 
         ~61         INV Combination         Max       0.000       0.000      34.049      0.0000      0.0000 
         ~61         INV Combination         Min       0.000       0.000      30.282      0.0000      0.0000 
         ~62          PP   LinStatic                   0.000       0.000      24.350      0.0000      0.0000 
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         ~62        PERM   LinStatic                   0.000       0.000       6.620      0.0000      0.0000 
         ~62        NEVE   LinStatic                   0.000       0.000       2.819      0.0000      0.0000 
         ~62      VENTOX   LinStatic                   0.000       0.000      -0.694      0.0000      0.0000 
         ~62      VENTOY   LinStatic                   0.000       0.000      -0.623      0.0000      0.0000 
         ~62      SISMAX LinRespSpec         Max       0.000       0.000       0.013      0.0000      0.0000 
         ~62      SISMAY LinRespSpec         Max       0.000       0.000       0.228      0.0000      0.0000 
         ~62        TERM   LinStatic                   0.000       0.000      -0.016      0.0000      0.0000 
         ~62       COMB1 Combination         Max       0.000       0.000      30.954      0.0000      0.0000 
         ~62       COMB1 Combination         Min       0.000       0.000      30.954      0.0000      0.0000 
         ~62       COMB2 Combination         Max       0.000       0.000      33.773      0.0000      0.0000 
         ~62       COMB2 Combination         Min       0.000       0.000      33.773      0.0000      0.0000 
         ~62       COMB3 Combination         Max       0.000       0.000      30.260      0.0000      0.0000 
         ~62       COMB3 Combination         Min       0.000       0.000      30.260      0.0000      0.0000 
         ~62       COMB4 Combination         Max       0.000       0.000      30.331      0.0000      0.0000 
         ~62       COMB4 Combination         Min       0.000       0.000      30.331      0.0000      0.0000 
         ~62       COMB5 Combination         Max       0.000       0.000      33.079      0.0000      0.0000 
         ~62       COMB5 Combination         Min       0.000       0.000      33.079      0.0000      0.0000 
         ~62       COMB6 Combination         Max       0.000       0.000      33.150      0.0000      0.0000 
         ~62       COMB6 Combination         Min       0.000       0.000      33.150      0.0000      0.0000 
         ~62       COMB7 Combination         Max       0.000       0.000      30.985      0.0000      0.0000 
         ~62       COMB7 Combination         Min       0.000       0.000      30.985      0.0000      0.0000 
         ~62       COMB8 Combination         Max       0.000       0.000      33.804      0.0000      0.0000 
         ~62       COMB8 Combination         Min       0.000       0.000      33.804      0.0000      0.0000 
         ~62       COMB9 Combination         Max       0.000       0.000      30.291      0.0000      0.0000 
         ~62       COMB9 Combination         Min       0.000       0.000      30.291      0.0000      0.0000 
         ~62      COMB10 Combination         Max       0.000       0.000      30.362      0.0000      0.0000 
         ~62      COMB10 Combination         Min       0.000       0.000      30.362      0.0000      0.0000 
         ~62      COMB11 Combination         Max       0.000       0.000      33.110      0.0000      0.0000 
         ~62      COMB11 Combination         Min       0.000       0.000      33.110      0.0000      0.0000 
         ~62      COMB12 Combination         Max       0.000       0.000      33.181      0.0000      0.0000 
         ~62      COMB12 Combination         Min       0.000       0.000      33.181      0.0000      0.0000 
         ~62      COMB13 Combination         Max       0.000       0.000      33.801      0.0000      0.0000 
         ~62      COMB13 Combination         Min       0.000       0.000      33.775      0.0000      0.0000 
         ~62      COMB14 Combination         Max       0.000       0.000      34.016      0.0000      0.0000 
         ~62      COMB14 Combination         Min       0.000       0.000      33.561      0.0000      0.0000 
         ~62         INV Combination         Max       0.000       0.000      34.016      0.0000      0.0000 
         ~62         INV Combination         Min       0.000       0.000      30.260      0.0000      0.0000 
         ~63          PP   LinStatic                   0.000       0.000      24.342      0.0000      0.0000 
         ~63        PERM   LinStatic                   0.000       0.000       6.611      0.0000      0.0000 
         ~63        NEVE   LinStatic                   0.000       0.000       2.813      0.0000      0.0000 
         ~63      VENTOX   LinStatic                   0.000       0.000      -0.692      0.0000      0.0000 
         ~63      VENTOY   LinStatic                   0.000       0.000      -0.623      0.0000      0.0000 
         ~63      SISMAX LinRespSpec         Max       0.000       0.000       0.010      0.0000      0.0000 
         ~63      SISMAY LinRespSpec         Max       0.000       0.000       0.223      0.0000      0.0000 
         ~63        TERM   LinStatic                   0.000       0.000      -0.016      0.0000      0.0000 
         ~63       COMB1 Combination         Max       0.000       0.000      30.938      0.0000      0.0000 
         ~63       COMB1 Combination         Min       0.000       0.000      30.938      0.0000      0.0000 
         ~63       COMB2 Combination         Max       0.000       0.000      33.751      0.0000      0.0000 
         ~63       COMB2 Combination         Min       0.000       0.000      33.751      0.0000      0.0000 
         ~63       COMB3 Combination         Max       0.000       0.000      30.245      0.0000      0.0000 
         ~63       COMB3 Combination         Min       0.000       0.000      30.245      0.0000      0.0000 
         ~63       COMB4 Combination         Max       0.000       0.000      30.315      0.0000      0.0000 
         ~63       COMB4 Combination         Min       0.000       0.000      30.315      0.0000      0.0000 
         ~63       COMB5 Combination         Max       0.000       0.000      33.059      0.0000      0.0000 
         ~63       COMB5 Combination         Min       0.000       0.000      33.059      0.0000      0.0000 
         ~63       COMB6 Combination         Max       0.000       0.000      33.128      0.0000      0.0000 
         ~63       COMB6 Combination         Min       0.000       0.000      33.128      0.0000      0.0000 
         ~63       COMB7 Combination         Max       0.000       0.000      30.969      0.0000      0.0000 
         ~63       COMB7 Combination         Min       0.000       0.000      30.969      0.0000      0.0000 
         ~63       COMB8 Combination         Max       0.000       0.000      33.782      0.0000      0.0000 
         ~63       COMB8 Combination         Min       0.000       0.000      33.782      0.0000      0.0000 
         ~63       COMB9 Combination         Max       0.000       0.000      30.277      0.0000      0.0000 
         ~63       COMB9 Combination         Min       0.000       0.000      30.277      0.0000      0.0000 
         ~63      COMB10 Combination         Max       0.000       0.000      30.347      0.0000      0.0000 
         ~63      COMB10 Combination         Min       0.000       0.000      30.347      0.0000      0.0000 
         ~63      COMB11 Combination         Max       0.000       0.000      33.090      0.0000      0.0000 
         ~63      COMB11 Combination         Min       0.000       0.000      33.090      0.0000      0.0000 
         ~63      COMB12 Combination         Max       0.000       0.000      33.160      0.0000      0.0000 
         ~63      COMB12 Combination         Min       0.000       0.000      33.160      0.0000      0.0000 
         ~63      COMB13 Combination         Max       0.000       0.000      33.777      0.0000      0.0000 
         ~63      COMB13 Combination         Min       0.000       0.000      33.756      0.0000      0.0000 
         ~63      COMB14 Combination         Max       0.000       0.000      33.990      0.0000      0.0000 
         ~63      COMB14 Combination         Min       0.000       0.000      33.544      0.0000      0.0000 
         ~63         INV Combination         Max       0.000       0.000      33.990      0.0000      0.0000 
         ~63         INV Combination         Min       0.000       0.000      30.245      0.0000      0.0000 
         ~64          PP   LinStatic                   0.000       0.000      24.342      0.0000      0.0000 
         ~64        PERM   LinStatic                   0.000       0.000       6.606      0.0000      0.0000 
         ~64        NEVE   LinStatic                   0.000       0.000       2.809      0.0000      0.0000 
         ~64      VENTOX   LinStatic                   0.000       0.000      -0.692      0.0000      0.0000 
         ~64      VENTOY   LinStatic                   0.000       0.000      -0.623      0.0000      0.0000 
         ~64      SISMAX LinRespSpec         Max       0.000       0.000   7.990E-03      0.0000      0.0000 
         ~64      SISMAY LinRespSpec         Max       0.000       0.000       0.219      0.0000      0.0000 
         ~64        TERM   LinStatic                   0.000       0.000      -0.016      0.0000      0.0000 
         ~64       COMB1 Combination         Max       0.000       0.000      30.932      0.0000      0.0000 
         ~64       COMB1 Combination         Min       0.000       0.000      30.932      0.0000      0.0000 
         ~64       COMB2 Combination         Max       0.000       0.000      33.741      0.0000      0.0000 
         ~64       COMB2 Combination         Min       0.000       0.000      33.741      0.0000      0.0000 
         ~64       COMB3 Combination         Max       0.000       0.000      30.240      0.0000      0.0000 
         ~64       COMB3 Combination         Min       0.000       0.000      30.240      0.0000      0.0000 
         ~64       COMB4 Combination         Max       0.000       0.000      30.309      0.0000      0.0000 
         ~64       COMB4 Combination         Min       0.000       0.000      30.309      0.0000      0.0000 
         ~64       COMB5 Combination         Max       0.000       0.000      33.049      0.0000      0.0000 
         ~64       COMB5 Combination         Min       0.000       0.000      33.049      0.0000      0.0000 
         ~64       COMB6 Combination         Max       0.000       0.000      33.118      0.0000      0.0000 
         ~64       COMB6 Combination         Min       0.000       0.000      33.118      0.0000      0.0000 
         ~64       COMB7 Combination         Max       0.000       0.000      30.964      0.0000      0.0000 
         ~64       COMB7 Combination         Min       0.000       0.000      30.964      0.0000      0.0000 
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         ~64       COMB8 Combination         Max       0.000       0.000      33.773      0.0000      0.0000 
         ~64       COMB8 Combination         Min       0.000       0.000      33.773      0.0000      0.0000 
         ~64       COMB9 Combination         Max       0.000       0.000      30.272      0.0000      0.0000 
         ~64       COMB9 Combination         Min       0.000       0.000      30.272      0.0000      0.0000 
         ~64      COMB10 Combination         Max       0.000       0.000      30.341      0.0000      0.0000 
         ~64      COMB10 Combination         Min       0.000       0.000      30.341      0.0000      0.0000 
         ~64      COMB11 Combination         Max       0.000       0.000      33.081      0.0000      0.0000 
         ~64      COMB11 Combination         Min       0.000       0.000      33.081      0.0000      0.0000 
         ~64      COMB12 Combination         Max       0.000       0.000      33.150      0.0000      0.0000 
         ~64      COMB12 Combination         Min       0.000       0.000      33.150      0.0000      0.0000 
         ~64      COMB13 Combination         Max       0.000       0.000      33.765      0.0000      0.0000 
         ~64      COMB13 Combination         Min       0.000       0.000      33.749      0.0000      0.0000 
         ~64      COMB14 Combination         Max       0.000       0.000      33.976      0.0000      0.0000 
         ~64      COMB14 Combination         Min       0.000       0.000      33.538      0.0000      0.0000 
         ~64         INV Combination         Max       0.000       0.000      33.976      0.0000      0.0000 
         ~64         INV Combination         Min       0.000       0.000      30.240      0.0000      0.0000 
         ~65          PP   LinStatic                   0.000       0.000      24.325      0.0000      0.0000 
         ~65        PERM   LinStatic                   0.000       0.000       6.593      0.0000      0.0000 
         ~65        NEVE   LinStatic                   0.000       0.000       2.801      0.0000      0.0000 
         ~65      VENTOX   LinStatic                   0.000       0.000      -0.690      0.0000      0.0000 
         ~65      VENTOY   LinStatic                   0.000       0.000      -0.756      0.0000      0.0000 
         ~65      SISMAX LinRespSpec         Max       0.000       0.000   5.382E-03      0.0000      0.0000 
         ~65      SISMAY LinRespSpec         Max       0.000       0.000       0.214      0.0000      0.0000 
         ~65        TERM   LinStatic                   0.000       0.000      -0.016      0.0000      0.0000 
         ~65       COMB1 Combination         Max       0.000       0.000      30.902      0.0000      0.0000 
         ~65       COMB1 Combination         Min       0.000       0.000      30.902      0.0000      0.0000 
         ~65       COMB2 Combination         Max       0.000       0.000      33.702      0.0000      0.0000 
         ~65       COMB2 Combination         Min       0.000       0.000      33.702      0.0000      0.0000 
         ~65       COMB3 Combination         Max       0.000       0.000      30.212      0.0000      0.0000 
         ~65       COMB3 Combination         Min       0.000       0.000      30.212      0.0000      0.0000 
         ~65       COMB4 Combination         Max       0.000       0.000      30.146      0.0000      0.0000 
         ~65       COMB4 Combination         Min       0.000       0.000      30.146      0.0000      0.0000 
         ~65       COMB5 Combination         Max       0.000       0.000      33.013      0.0000      0.0000 
         ~65       COMB5 Combination         Min       0.000       0.000      33.013      0.0000      0.0000 
         ~65       COMB6 Combination         Max       0.000       0.000      32.946      0.0000      0.0000 
         ~65       COMB6 Combination         Min       0.000       0.000      32.946      0.0000      0.0000 
         ~65       COMB7 Combination         Max       0.000       0.000      30.934      0.0000      0.0000 
         ~65       COMB7 Combination         Min       0.000       0.000      30.934      0.0000      0.0000 
         ~65       COMB8 Combination         Max       0.000       0.000      33.734      0.0000      0.0000 
         ~65       COMB8 Combination         Min       0.000       0.000      33.734      0.0000      0.0000 
         ~65       COMB9 Combination         Max       0.000       0.000      30.244      0.0000      0.0000 
         ~65       COMB9 Combination         Min       0.000       0.000      30.244      0.0000      0.0000 
         ~65      COMB10 Combination         Max       0.000       0.000      30.177      0.0000      0.0000 
         ~65      COMB10 Combination         Min       0.000       0.000      30.177      0.0000      0.0000 
         ~65      COMB11 Combination         Max       0.000       0.000      33.044      0.0000      0.0000 
         ~65      COMB11 Combination         Min       0.000       0.000      33.044      0.0000      0.0000 
         ~65      COMB12 Combination         Max       0.000       0.000      32.978      0.0000      0.0000 
         ~65      COMB12 Combination         Min       0.000       0.000      32.978      0.0000      0.0000 
         ~65      COMB13 Combination         Max       0.000       0.000      33.724      0.0000      0.0000 
         ~65      COMB13 Combination         Min       0.000       0.000      33.713      0.0000      0.0000 
         ~65      COMB14 Combination         Max       0.000       0.000      33.932      0.0000      0.0000 
         ~65      COMB14 Combination         Min       0.000       0.000      33.504      0.0000      0.0000 
         ~65         INV Combination         Max       0.000       0.000      33.932      0.0000      0.0000 
         ~65         INV Combination         Min       0.000       0.000      30.146      0.0000      0.0000 
         ~66          PP   LinStatic                   0.000       0.000      24.294      0.0000      0.0000 
         ~66        PERM   LinStatic                   0.000       0.000       6.577      0.0000      0.0000 
         ~66        NEVE   LinStatic                   0.000       0.000       2.790      0.0000      0.0000 
         ~66      VENTOX   LinStatic                   0.000       0.000      -0.687      0.0000      0.0000 
         ~66      VENTOY   LinStatic                   0.000       0.000      -0.752      0.0000      0.0000 
         ~66      SISMAX LinRespSpec         Max       0.000       0.000   3.174E-03      0.0000      0.0000 
         ~66      SISMAY LinRespSpec         Max       0.000       0.000       0.209      0.0000      0.0000 
         ~66        TERM   LinStatic                   0.000       0.000      -0.016      0.0000      0.0000 
         ~66       COMB1 Combination         Max       0.000       0.000      30.855      0.0000      0.0000 
         ~66       COMB1 Combination         Min       0.000       0.000      30.855      0.0000      0.0000 
         ~66       COMB2 Combination         Max       0.000       0.000      33.645      0.0000      0.0000 
         ~66       COMB2 Combination         Min       0.000       0.000      33.645      0.0000      0.0000 
         ~66       COMB3 Combination         Max       0.000       0.000      30.168      0.0000      0.0000 
         ~66       COMB3 Combination         Min       0.000       0.000      30.168      0.0000      0.0000 
         ~66       COMB4 Combination         Max       0.000       0.000      30.103      0.0000      0.0000 
         ~66       COMB4 Combination         Min       0.000       0.000      30.103      0.0000      0.0000 
         ~66       COMB5 Combination         Max       0.000       0.000      32.958      0.0000      0.0000 
         ~66       COMB5 Combination         Min       0.000       0.000      32.958      0.0000      0.0000 
         ~66       COMB6 Combination         Max       0.000       0.000      32.893      0.0000      0.0000 
         ~66       COMB6 Combination         Min       0.000       0.000      32.893      0.0000      0.0000 
         ~66       COMB7 Combination         Max       0.000       0.000      30.886      0.0000      0.0000 
         ~66       COMB7 Combination         Min       0.000       0.000      30.886      0.0000      0.0000 
         ~66       COMB8 Combination         Max       0.000       0.000      33.676      0.0000      0.0000 
         ~66       COMB8 Combination         Min       0.000       0.000      33.676      0.0000      0.0000 
         ~66       COMB9 Combination         Max       0.000       0.000      30.199      0.0000      0.0000 
         ~66       COMB9 Combination         Min       0.000       0.000      30.199      0.0000      0.0000 
         ~66      COMB10 Combination         Max       0.000       0.000      30.134      0.0000      0.0000 
         ~66      COMB10 Combination         Min       0.000       0.000      30.134      0.0000      0.0000 
         ~66      COMB11 Combination         Max       0.000       0.000      32.989      0.0000      0.0000 
         ~66      COMB11 Combination         Min       0.000       0.000      32.989      0.0000      0.0000 
         ~66      COMB12 Combination         Max       0.000       0.000      32.924      0.0000      0.0000 
         ~66      COMB12 Combination         Min       0.000       0.000      32.924      0.0000      0.0000 
         ~66      COMB13 Combination         Max       0.000       0.000      33.664      0.0000      0.0000 
         ~66      COMB13 Combination         Min       0.000       0.000      33.657      0.0000      0.0000 
         ~66      COMB14 Combination         Max       0.000       0.000      33.869      0.0000      0.0000 
         ~66      COMB14 Combination         Min       0.000       0.000      33.452      0.0000      0.0000 
         ~66         INV Combination         Max       0.000       0.000      33.869      0.0000      0.0000 
         ~66         INV Combination         Min       0.000       0.000      30.103      0.0000      0.0000 
         ~67          PP   LinStatic                   0.000       0.000      24.267      0.0000      0.0000 
         ~67        PERM   LinStatic                   0.000       0.000       6.561      0.0000      0.0000 
         ~67        NEVE   LinStatic                   0.000       0.000       2.779      0.0000      0.0000 
         ~67      VENTOX   LinStatic                   0.000       0.000      -0.685      0.0000      0.0000 
         ~67      VENTOY   LinStatic                   0.000       0.000      -0.748      0.0000      0.0000 
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         ~67      SISMAX LinRespSpec         Max       0.000       0.000   1.227E-03      0.0000      0.0000 
         ~67      SISMAY LinRespSpec         Max       0.000       0.000       0.203      0.0000      0.0000 
         ~67        TERM   LinStatic                   0.000       0.000      -0.015      0.0000      0.0000 
         ~67       COMB1 Combination         Max       0.000       0.000      30.812      0.0000      0.0000 
         ~67       COMB1 Combination         Min       0.000       0.000      30.812      0.0000      0.0000 
         ~67       COMB2 Combination         Max       0.000       0.000      33.591      0.0000      0.0000 
         ~67       COMB2 Combination         Min       0.000       0.000      33.591      0.0000      0.0000 
         ~67       COMB3 Combination         Max       0.000       0.000      30.128      0.0000      0.0000 
         ~67       COMB3 Combination         Min       0.000       0.000      30.128      0.0000      0.0000 
         ~67       COMB4 Combination         Max       0.000       0.000      30.065      0.0000      0.0000 
         ~67       COMB4 Combination         Min       0.000       0.000      30.065      0.0000      0.0000 
         ~67       COMB5 Combination         Max       0.000       0.000      32.906      0.0000      0.0000 
         ~67       COMB5 Combination         Min       0.000       0.000      32.906      0.0000      0.0000 
         ~67       COMB6 Combination         Max       0.000       0.000      32.843      0.0000      0.0000 
         ~67       COMB6 Combination         Min       0.000       0.000      32.843      0.0000      0.0000 
         ~67       COMB7 Combination         Max       0.000       0.000      30.843      0.0000      0.0000 
         ~67       COMB7 Combination         Min       0.000       0.000      30.843      0.0000      0.0000 
         ~67       COMB8 Combination         Max       0.000       0.000      33.621      0.0000      0.0000 
         ~67       COMB8 Combination         Min       0.000       0.000      33.621      0.0000      0.0000 
         ~67       COMB9 Combination         Max       0.000       0.000      30.158      0.0000      0.0000 
         ~67       COMB9 Combination         Min       0.000       0.000      30.158      0.0000      0.0000 
         ~67      COMB10 Combination         Max       0.000       0.000      30.095      0.0000      0.0000 
         ~67      COMB10 Combination         Min       0.000       0.000      30.095      0.0000      0.0000 
         ~67      COMB11 Combination         Max       0.000       0.000      32.937      0.0000      0.0000 
         ~67      COMB11 Combination         Min       0.000       0.000      32.937      0.0000      0.0000 
         ~67      COMB12 Combination         Max       0.000       0.000      32.874      0.0000      0.0000 
         ~67      COMB12 Combination         Min       0.000       0.000      32.874      0.0000      0.0000 
         ~67      COMB13 Combination         Max       0.000       0.000      33.607      0.0000      0.0000 
         ~67      COMB13 Combination         Min       0.000       0.000      33.605      0.0000      0.0000 
         ~67      COMB14 Combination         Max       0.000       0.000      33.809      0.0000      0.0000 
         ~67      COMB14 Combination         Min       0.000       0.000      33.403      0.0000      0.0000 
         ~67         INV Combination         Max       0.000       0.000      33.809      0.0000      0.0000 
         ~67         INV Combination         Min       0.000       0.000      30.065      0.0000      0.0000 
         ~68          PP   LinStatic                   0.000       0.000      24.249      0.0000      0.0000 
         ~68        PERM   LinStatic                   0.000       0.000       6.548      0.0000      0.0000 
         ~68        NEVE   LinStatic                   0.000       0.000       2.770      0.0000      0.0000 
         ~68      VENTOX   LinStatic                   0.000       0.000      -0.683      0.0000      0.0000 
         ~68      VENTOY   LinStatic                   0.000       0.000      -0.744      0.0000      0.0000 
         ~68      SISMAX LinRespSpec         Max       0.000       0.000   2.264E-03      0.0000      0.0000 
         ~68      SISMAY LinRespSpec         Max       0.000       0.000       0.198      0.0000      0.0000 
         ~68        TERM   LinStatic                   0.000       0.000      -0.015      0.0000      0.0000 
         ~68       COMB1 Combination         Max       0.000       0.000      30.783      0.0000      0.0000 
         ~68       COMB1 Combination         Min       0.000       0.000      30.783      0.0000      0.0000 
         ~68       COMB2 Combination         Max       0.000       0.000      33.552      0.0000      0.0000 
         ~68       COMB2 Combination         Min       0.000       0.000      33.552      0.0000      0.0000 
         ~68       COMB3 Combination         Max       0.000       0.000      30.100      0.0000      0.0000 
         ~68       COMB3 Combination         Min       0.000       0.000      30.100      0.0000      0.0000 
         ~68       COMB4 Combination         Max       0.000       0.000      30.039      0.0000      0.0000 
         ~68       COMB4 Combination         Min       0.000       0.000      30.039      0.0000      0.0000 
         ~68       COMB5 Combination         Max       0.000       0.000      32.870      0.0000      0.0000 
         ~68       COMB5 Combination         Min       0.000       0.000      32.870      0.0000      0.0000 
         ~68       COMB6 Combination         Max       0.000       0.000      32.808      0.0000      0.0000 
         ~68       COMB6 Combination         Min       0.000       0.000      32.808      0.0000      0.0000 
         ~68       COMB7 Combination         Max       0.000       0.000      30.812      0.0000      0.0000 
         ~68       COMB7 Combination         Min       0.000       0.000      30.812      0.0000      0.0000 
         ~68       COMB8 Combination         Max       0.000       0.000      33.582      0.0000      0.0000 
         ~68       COMB8 Combination         Min       0.000       0.000      33.582      0.0000      0.0000 
         ~68       COMB9 Combination         Max       0.000       0.000      30.130      0.0000      0.0000 
         ~68       COMB9 Combination         Min       0.000       0.000      30.130      0.0000      0.0000 
         ~68      COMB10 Combination         Max       0.000       0.000      30.068      0.0000      0.0000 
         ~68      COMB10 Combination         Min       0.000       0.000      30.068      0.0000      0.0000 
         ~68      COMB11 Combination         Max       0.000       0.000      32.900      0.0000      0.0000 
         ~68      COMB11 Combination         Min       0.000       0.000      32.900      0.0000      0.0000 
         ~68      COMB12 Combination         Max       0.000       0.000      32.838      0.0000      0.0000 
         ~68      COMB12 Combination         Min       0.000       0.000      32.838      0.0000      0.0000 
         ~68      COMB13 Combination         Max       0.000       0.000      33.569      0.0000      0.0000 
         ~68      COMB13 Combination         Min       0.000       0.000      33.565      0.0000      0.0000 
         ~68      COMB14 Combination         Max       0.000       0.000      33.766      0.0000      0.0000 
         ~68      COMB14 Combination         Min       0.000       0.000      33.369      0.0000      0.0000 
         ~68         INV Combination         Max       0.000       0.000      33.766      0.0000      0.0000 
         ~68         INV Combination         Min       0.000       0.000      30.039      0.0000      0.0000 
         ~69          PP   LinStatic                   0.000       0.000      24.231      0.0000      0.0000 
         ~69        PERM   LinStatic                   0.000       0.000       6.533      0.0000      0.0000 
         ~69        NEVE   LinStatic                   0.000       0.000       2.760      0.0000      0.0000 
         ~69      VENTOX   LinStatic                   0.000       0.000      -0.680      0.0000      0.0000 
         ~69      VENTOY   LinStatic                   0.000       0.000      -0.740      0.0000      0.0000 
         ~69      SISMAX LinRespSpec         Max       0.000       0.000   4.689E-03      0.0000      0.0000 
         ~69      SISMAY LinRespSpec         Max       0.000       0.000       0.192      0.0000      0.0000 
         ~69        TERM   LinStatic                   0.000       0.000      -0.014      0.0000      0.0000 
         ~69       COMB1 Combination         Max       0.000       0.000      30.750      0.0000      0.0000 
         ~69       COMB1 Combination         Min       0.000       0.000      30.750      0.0000      0.0000 
         ~69       COMB2 Combination         Max       0.000       0.000      33.509      0.0000      0.0000 
         ~69       COMB2 Combination         Min       0.000       0.000      33.509      0.0000      0.0000 
         ~69       COMB3 Combination         Max       0.000       0.000      30.070      0.0000      0.0000 
         ~69       COMB3 Combination         Min       0.000       0.000      30.070      0.0000      0.0000 
         ~69       COMB4 Combination         Max       0.000       0.000      30.010      0.0000      0.0000 
         ~69       COMB4 Combination         Min       0.000       0.000      30.010      0.0000      0.0000 
         ~69       COMB5 Combination         Max       0.000       0.000      32.829      0.0000      0.0000 
         ~69       COMB5 Combination         Min       0.000       0.000      32.829      0.0000      0.0000 
         ~69       COMB6 Combination         Max       0.000       0.000      32.770      0.0000      0.0000 
         ~69       COMB6 Combination         Min       0.000       0.000      32.770      0.0000      0.0000 
         ~69       COMB7 Combination         Max       0.000       0.000      30.778      0.0000      0.0000 
         ~69       COMB7 Combination         Min       0.000       0.000      30.778      0.0000      0.0000 
         ~69       COMB8 Combination         Max       0.000       0.000      33.538      0.0000      0.0000 
         ~69       COMB8 Combination         Min       0.000       0.000      33.538      0.0000      0.0000 
         ~69       COMB9 Combination         Max       0.000       0.000      30.098      0.0000      0.0000 
         ~69       COMB9 Combination         Min       0.000       0.000      30.098      0.0000      0.0000 
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         ~69      COMB10 Combination         Max       0.000       0.000      30.039      0.0000      0.0000 
         ~69      COMB10 Combination         Min       0.000       0.000      30.039      0.0000      0.0000 
         ~69      COMB11 Combination         Max       0.000       0.000      32.858      0.0000      0.0000 
         ~69      COMB11 Combination         Min       0.000       0.000      32.858      0.0000      0.0000 
         ~69      COMB12 Combination         Max       0.000       0.000      32.798      0.0000      0.0000 
         ~69      COMB12 Combination         Min       0.000       0.000      32.798      0.0000      0.0000 
         ~69      COMB13 Combination         Max       0.000       0.000      33.528      0.0000      0.0000 
         ~69      COMB13 Combination         Min       0.000       0.000      33.519      0.0000      0.0000 
         ~69      COMB14 Combination         Max       0.000       0.000      33.716      0.0000      0.0000 
         ~69      COMB14 Combination         Min       0.000       0.000      33.331      0.0000      0.0000 
         ~69         INV Combination         Max       0.000       0.000      33.716      0.0000      0.0000 
         ~69         INV Combination         Min       0.000       0.000      30.010      0.0000      0.0000 
         ~70          PP   LinStatic                   0.000       0.000      24.217      0.0000      0.0000 
         ~70        PERM   LinStatic                   0.000       0.000       6.519      0.0000      0.0000 
         ~70        NEVE   LinStatic                   0.000       0.000       2.750      0.0000      0.0000 
         ~70      VENTOX   LinStatic                   0.000       0.000      -0.678      0.0000      0.0000 
         ~70      VENTOY   LinStatic                   0.000       0.000      -0.736      0.0000      0.0000 
         ~70      SISMAX LinRespSpec         Max       0.000       0.000   6.906E-03      0.0000      0.0000 
         ~70      SISMAY LinRespSpec         Max       0.000       0.000       0.187      0.0000      0.0000 
         ~70        TERM   LinStatic                   0.000       0.000      -0.014      0.0000      0.0000 
         ~70       COMB1 Combination         Max       0.000       0.000      30.722      0.0000      0.0000 
         ~70       COMB1 Combination         Min       0.000       0.000      30.722      0.0000      0.0000 
         ~70       COMB2 Combination         Max       0.000       0.000      33.473      0.0000      0.0000 
         ~70       COMB2 Combination         Min       0.000       0.000      33.473      0.0000      0.0000 
         ~70       COMB3 Combination         Max       0.000       0.000      30.044      0.0000      0.0000 
         ~70       COMB3 Combination         Min       0.000       0.000      30.044      0.0000      0.0000 
         ~70       COMB4 Combination         Max       0.000       0.000      29.987      0.0000      0.0000 
         ~70       COMB4 Combination         Min       0.000       0.000      29.987      0.0000      0.0000 
         ~70       COMB5 Combination         Max       0.000       0.000      32.795      0.0000      0.0000 
         ~70       COMB5 Combination         Min       0.000       0.000      32.795      0.0000      0.0000 
         ~70       COMB6 Combination         Max       0.000       0.000      32.737      0.0000      0.0000 
         ~70       COMB6 Combination         Min       0.000       0.000      32.737      0.0000      0.0000 
         ~70       COMB7 Combination         Max       0.000       0.000      30.750      0.0000      0.0000 
         ~70       COMB7 Combination         Min       0.000       0.000      30.750      0.0000      0.0000 
         ~70       COMB8 Combination         Max       0.000       0.000      33.500      0.0000      0.0000 
         ~70       COMB8 Combination         Min       0.000       0.000      33.500      0.0000      0.0000 
         ~70       COMB9 Combination         Max       0.000       0.000      30.072      0.0000      0.0000 
         ~70       COMB9 Combination         Min       0.000       0.000      30.072      0.0000      0.0000 
         ~70      COMB10 Combination         Max       0.000       0.000      30.014      0.0000      0.0000 
         ~70      COMB10 Combination         Min       0.000       0.000      30.014      0.0000      0.0000 
         ~70      COMB11 Combination         Max       0.000       0.000      32.822      0.0000      0.0000 
         ~70      COMB11 Combination         Min       0.000       0.000      32.822      0.0000      0.0000 
         ~70      COMB12 Combination         Max       0.000       0.000      32.764      0.0000      0.0000 
         ~70      COMB12 Combination         Min       0.000       0.000      32.764      0.0000      0.0000 
         ~70      COMB13 Combination         Max       0.000       0.000      33.493      0.0000      0.0000 
         ~70      COMB13 Combination         Min       0.000       0.000      33.479      0.0000      0.0000 
         ~70      COMB14 Combination         Max       0.000       0.000      33.673      0.0000      0.0000 
         ~70      COMB14 Combination         Min       0.000       0.000      33.299      0.0000      0.0000 
         ~70         INV Combination         Max       0.000       0.000      33.673      0.0000      0.0000 
         ~70         INV Combination         Min       0.000       0.000      29.987      0.0000      0.0000 
         ~71          PP   LinStatic                   0.000       0.000      24.208      0.0000      0.0000 
         ~71        PERM   LinStatic                   0.000       0.000       6.506      0.0000      0.0000 
         ~71        NEVE   LinStatic                   0.000       0.000       2.741      0.0000      0.0000 
         ~71      VENTOX   LinStatic                   0.000       0.000      -0.676      0.0000      0.0000 
         ~71      VENTOY   LinStatic                   0.000       0.000      -0.732      0.0000      0.0000 
         ~71      SISMAX LinRespSpec         Max       0.000       0.000   9.425E-03      0.0000      0.0000 
         ~71      SISMAY LinRespSpec         Max       0.000       0.000       0.181      0.0000      0.0000 
         ~71        TERM   LinStatic                   0.000       0.000      -0.013      0.0000      0.0000 
         ~71       COMB1 Combination         Max       0.000       0.000      30.701      0.0000      0.0000 
         ~71       COMB1 Combination         Min       0.000       0.000      30.701      0.0000      0.0000 
         ~71       COMB2 Combination         Max       0.000       0.000      33.442      0.0000      0.0000 
         ~71       COMB2 Combination         Min       0.000       0.000      33.442      0.0000      0.0000 
         ~71       COMB3 Combination         Max       0.000       0.000      30.025      0.0000      0.0000 
         ~71       COMB3 Combination         Min       0.000       0.000      30.025      0.0000      0.0000 
         ~71       COMB4 Combination         Max       0.000       0.000      29.969      0.0000      0.0000 
         ~71       COMB4 Combination         Min       0.000       0.000      29.969      0.0000      0.0000 
         ~71       COMB5 Combination         Max       0.000       0.000      32.766      0.0000      0.0000 
         ~71       COMB5 Combination         Min       0.000       0.000      32.766      0.0000      0.0000 
         ~71       COMB6 Combination         Max       0.000       0.000      32.710      0.0000      0.0000 
         ~71       COMB6 Combination         Min       0.000       0.000      32.710      0.0000      0.0000 
         ~71       COMB7 Combination         Max       0.000       0.000      30.727      0.0000      0.0000 
         ~71       COMB7 Combination         Min       0.000       0.000      30.727      0.0000      0.0000 
         ~71       COMB8 Combination         Max       0.000       0.000      33.467      0.0000      0.0000 
         ~71       COMB8 Combination         Min       0.000       0.000      33.467      0.0000      0.0000 
         ~71       COMB9 Combination         Max       0.000       0.000      30.051      0.0000      0.0000 
         ~71       COMB9 Combination         Min       0.000       0.000      30.051      0.0000      0.0000 
         ~71      COMB10 Combination         Max       0.000       0.000      29.995      0.0000      0.0000 
         ~71      COMB10 Combination         Min       0.000       0.000      29.995      0.0000      0.0000 
         ~71      COMB11 Combination         Max       0.000       0.000      32.791      0.0000      0.0000 
         ~71      COMB11 Combination         Min       0.000       0.000      32.791      0.0000      0.0000 
         ~71      COMB12 Combination         Max       0.000       0.000      32.736      0.0000      0.0000 
         ~71      COMB12 Combination         Min       0.000       0.000      32.736      0.0000      0.0000 
         ~71      COMB13 Combination         Max       0.000       0.000      33.464      0.0000      0.0000 
         ~71      COMB13 Combination         Min       0.000       0.000      33.445      0.0000      0.0000 
         ~71      COMB14 Combination         Max       0.000       0.000      33.636      0.0000      0.0000 
         ~71      COMB14 Combination         Min       0.000       0.000      33.273      0.0000      0.0000 
         ~71         INV Combination         Max       0.000       0.000      33.636      0.0000      0.0000 
         ~71         INV Combination         Min       0.000       0.000      29.969      0.0000      0.0000 
         ~72          PP   LinStatic                   0.000       0.000      24.207      0.0000      0.0000 
         ~72        PERM   LinStatic                   0.000       0.000       6.495      0.0000      0.0000 
         ~72        NEVE   LinStatic                   0.000       0.000       2.734      0.0000      0.0000 
         ~72      VENTOX   LinStatic                   0.000       0.000      -0.674      0.0000      0.0000 
         ~72      VENTOY   LinStatic                   0.000       0.000      -0.728      0.0000      0.0000 
         ~72      SISMAX LinRespSpec         Max       0.000       0.000       0.012      0.0000      0.0000 
         ~72      SISMAY LinRespSpec         Max       0.000       0.000       0.176      0.0000      0.0000 
         ~72        TERM   LinStatic                   0.000       0.000      -0.012      0.0000      0.0000 
         ~72       COMB1 Combination         Max       0.000       0.000      30.690      0.0000      0.0000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

723/ 799 

 
         ~72       COMB1 Combination         Min       0.000       0.000      30.690      0.0000      0.0000 
         ~72       COMB2 Combination         Max       0.000       0.000      33.424      0.0000      0.0000 
         ~72       COMB2 Combination         Min       0.000       0.000      33.424      0.0000      0.0000 
         ~72       COMB3 Combination         Max       0.000       0.000      30.016      0.0000      0.0000 
         ~72       COMB3 Combination         Min       0.000       0.000      30.016      0.0000      0.0000 
         ~72       COMB4 Combination         Max       0.000       0.000      29.962      0.0000      0.0000 
         ~72       COMB4 Combination         Min       0.000       0.000      29.962      0.0000      0.0000 
         ~72       COMB5 Combination         Max       0.000       0.000      32.749      0.0000      0.0000 
         ~72       COMB5 Combination         Min       0.000       0.000      32.749      0.0000      0.0000 
         ~72       COMB6 Combination         Max       0.000       0.000      32.695      0.0000      0.0000 
         ~72       COMB6 Combination         Min       0.000       0.000      32.695      0.0000      0.0000 
         ~72       COMB7 Combination         Max       0.000       0.000      30.714      0.0000      0.0000 
         ~72       COMB7 Combination         Min       0.000       0.000      30.714      0.0000      0.0000 
         ~72       COMB8 Combination         Max       0.000       0.000      33.448      0.0000      0.0000 
         ~72       COMB8 Combination         Min       0.000       0.000      33.448      0.0000      0.0000 
         ~72       COMB9 Combination         Max       0.000       0.000      30.040      0.0000      0.0000 
         ~72       COMB9 Combination         Min       0.000       0.000      30.040      0.0000      0.0000 
         ~72      COMB10 Combination         Max       0.000       0.000      29.986      0.0000      0.0000 
         ~72      COMB10 Combination         Min       0.000       0.000      29.986      0.0000      0.0000 
         ~72      COMB11 Combination         Max       0.000       0.000      32.774      0.0000      0.0000 
         ~72      COMB11 Combination         Min       0.000       0.000      32.774      0.0000      0.0000 
         ~72      COMB12 Combination         Max       0.000       0.000      32.720      0.0000      0.0000 
         ~72      COMB12 Combination         Min       0.000       0.000      32.720      0.0000      0.0000 
         ~72      COMB13 Combination         Max       0.000       0.000      33.447      0.0000      0.0000 
         ~72      COMB13 Combination         Min       0.000       0.000      33.424      0.0000      0.0000 
         ~72      COMB14 Combination         Max       0.000       0.000      33.612      0.0000      0.0000 
         ~72      COMB14 Combination         Min       0.000       0.000      33.260      0.0000      0.0000 
         ~72         INV Combination         Max       0.000       0.000      33.612      0.0000      0.0000 
         ~72         INV Combination         Min       0.000       0.000      29.962      0.0000      0.0000 
         ~73          PP   LinStatic                   0.000       0.000      24.325      0.0000      0.0000 
         ~73        PERM   LinStatic                   0.000       0.000       6.593      0.0000      0.0000 
         ~73        NEVE   LinStatic                   0.000       0.000       2.801      0.0000      0.0000 
         ~73      VENTOX   LinStatic                   0.000       0.000      -0.690      0.0000      0.0000 
         ~73      VENTOY   LinStatic                   0.000       0.000      -0.622      0.0000      0.0000 
         ~73      SISMAX LinRespSpec         Max       0.000       0.000   5.382E-03      0.0000      0.0000 
         ~73      SISMAY LinRespSpec         Max       0.000       0.000       0.214      0.0000      0.0000 
         ~73        TERM   LinStatic                   0.000       0.000      -0.016      0.0000      0.0000 
         ~73       COMB1 Combination         Max       0.000       0.000      30.902      0.0000      0.0000 
         ~73       COMB1 Combination         Min       0.000       0.000      30.902      0.0000      0.0000 
         ~73       COMB2 Combination         Max       0.000       0.000      33.702      0.0000      0.0000 
         ~73       COMB2 Combination         Min       0.000       0.000      33.702      0.0000      0.0000 
         ~73       COMB3 Combination         Max       0.000       0.000      30.212      0.0000      0.0000 
         ~73       COMB3 Combination         Min       0.000       0.000      30.212      0.0000      0.0000 
         ~73       COMB4 Combination         Max       0.000       0.000      30.279      0.0000      0.0000 
         ~73       COMB4 Combination         Min       0.000       0.000      30.279      0.0000      0.0000 
         ~73       COMB5 Combination         Max       0.000       0.000      33.013      0.0000      0.0000 
         ~73       COMB5 Combination         Min       0.000       0.000      33.013      0.0000      0.0000 
         ~73       COMB6 Combination         Max       0.000       0.000      33.080      0.0000      0.0000 
         ~73       COMB6 Combination         Min       0.000       0.000      33.080      0.0000      0.0000 
         ~73       COMB7 Combination         Max       0.000       0.000      30.934      0.0000      0.0000 
         ~73       COMB7 Combination         Min       0.000       0.000      30.934      0.0000      0.0000 
         ~73       COMB8 Combination         Max       0.000       0.000      33.734      0.0000      0.0000 
         ~73       COMB8 Combination         Min       0.000       0.000      33.734      0.0000      0.0000 
         ~73       COMB9 Combination         Max       0.000       0.000      30.244      0.0000      0.0000 
         ~73       COMB9 Combination         Min       0.000       0.000      30.244      0.0000      0.0000 
         ~73      COMB10 Combination         Max       0.000       0.000      30.311      0.0000      0.0000 
         ~73      COMB10 Combination         Min       0.000       0.000      30.311      0.0000      0.0000 
         ~73      COMB11 Combination         Max       0.000       0.000      33.044      0.0000      0.0000 
         ~73      COMB11 Combination         Min       0.000       0.000      33.044      0.0000      0.0000 
         ~73      COMB12 Combination         Max       0.000       0.000      33.112      0.0000      0.0000 
         ~73      COMB12 Combination         Min       0.000       0.000      33.112      0.0000      0.0000 
         ~73      COMB13 Combination         Max       0.000       0.000      33.724      0.0000      0.0000 
         ~73      COMB13 Combination         Min       0.000       0.000      33.713      0.0000      0.0000 
         ~73      COMB14 Combination         Max       0.000       0.000      33.932      0.0000      0.0000 
         ~73      COMB14 Combination         Min       0.000       0.000      33.504      0.0000      0.0000 
         ~73         INV Combination         Max       0.000       0.000      33.932      0.0000      0.0000 
         ~73         INV Combination         Min       0.000       0.000      30.212      0.0000      0.0000 
         ~74          PP   LinStatic                   0.000       0.000      24.294      0.0000      0.0000 
         ~74        PERM   LinStatic                   0.000       0.000       6.577      0.0000      0.0000 
         ~74        NEVE   LinStatic                   0.000       0.000       2.790      0.0000      0.0000 
         ~74      VENTOX   LinStatic                   0.000       0.000      -0.687      0.0000      0.0000 
         ~74      VENTOY   LinStatic                   0.000       0.000      -0.621      0.0000      0.0000 
         ~74      SISMAX LinRespSpec         Max       0.000       0.000   3.174E-03      0.0000      0.0000 
         ~74      SISMAY LinRespSpec         Max       0.000       0.000       0.209      0.0000      0.0000 
         ~74        TERM   LinStatic                   0.000       0.000      -0.016      0.0000      0.0000 
         ~74       COMB1 Combination         Max       0.000       0.000      30.855      0.0000      0.0000 
         ~74       COMB1 Combination         Min       0.000       0.000      30.855      0.0000      0.0000 
         ~74       COMB2 Combination         Max       0.000       0.000      33.645      0.0000      0.0000 
         ~74       COMB2 Combination         Min       0.000       0.000      33.645      0.0000      0.0000 
         ~74       COMB3 Combination         Max       0.000       0.000      30.168      0.0000      0.0000 
         ~74       COMB3 Combination         Min       0.000       0.000      30.168      0.0000      0.0000 
         ~74       COMB4 Combination         Max       0.000       0.000      30.234      0.0000      0.0000 
         ~74       COMB4 Combination         Min       0.000       0.000      30.234      0.0000      0.0000 
         ~74       COMB5 Combination         Max       0.000       0.000      32.958      0.0000      0.0000 
         ~74       COMB5 Combination         Min       0.000       0.000      32.958      0.0000      0.0000 
         ~74       COMB6 Combination         Max       0.000       0.000      33.024      0.0000      0.0000 
         ~74       COMB6 Combination         Min       0.000       0.000      33.024      0.0000      0.0000 
         ~74       COMB7 Combination         Max       0.000       0.000      30.886      0.0000      0.0000 
         ~74       COMB7 Combination         Min       0.000       0.000      30.886      0.0000      0.0000 
         ~74       COMB8 Combination         Max       0.000       0.000      33.676      0.0000      0.0000 
         ~74       COMB8 Combination         Min       0.000       0.000      33.676      0.0000      0.0000 
         ~74       COMB9 Combination         Max       0.000       0.000      30.199      0.0000      0.0000 
         ~74       COMB9 Combination         Min       0.000       0.000      30.199      0.0000      0.0000 
         ~74      COMB10 Combination         Max       0.000       0.000      30.265      0.0000      0.0000 
         ~74      COMB10 Combination         Min       0.000       0.000      30.265      0.0000      0.0000 
         ~74      COMB11 Combination         Max       0.000       0.000      32.989      0.0000      0.0000 
         ~74      COMB11 Combination         Min       0.000       0.000      32.989      0.0000      0.0000 
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         ~74      COMB12 Combination         Max       0.000       0.000      33.055      0.0000      0.0000 
         ~74      COMB12 Combination         Min       0.000       0.000      33.055      0.0000      0.0000 
         ~74      COMB13 Combination         Max       0.000       0.000      33.664      0.0000      0.0000 
         ~74      COMB13 Combination         Min       0.000       0.000      33.657      0.0000      0.0000 
         ~74      COMB14 Combination         Max       0.000       0.000      33.869      0.0000      0.0000 
         ~74      COMB14 Combination         Min       0.000       0.000      33.452      0.0000      0.0000 
         ~74         INV Combination         Max       0.000       0.000      33.869      0.0000      0.0000 
         ~74         INV Combination         Min       0.000       0.000      30.168      0.0000      0.0000 
         ~75          PP   LinStatic                   0.000       0.000      24.267      0.0000      0.0000 
         ~75        PERM   LinStatic                   0.000       0.000       6.561      0.0000      0.0000 
         ~75        NEVE   LinStatic                   0.000       0.000       2.779      0.0000      0.0000 
         ~75      VENTOX   LinStatic                   0.000       0.000      -0.685      0.0000      0.0000 
         ~75      VENTOY   LinStatic                   0.000       0.000      -0.620      0.0000      0.0000 
         ~75      SISMAX LinRespSpec         Max       0.000       0.000   1.227E-03      0.0000      0.0000 
         ~75      SISMAY LinRespSpec         Max       0.000       0.000       0.203      0.0000      0.0000 
         ~75        TERM   LinStatic                   0.000       0.000      -0.015      0.0000      0.0000 
         ~75       COMB1 Combination         Max       0.000       0.000      30.812      0.0000      0.0000 
         ~75       COMB1 Combination         Min       0.000       0.000      30.812      0.0000      0.0000 
         ~75       COMB2 Combination         Max       0.000       0.000      33.591      0.0000      0.0000 
         ~75       COMB2 Combination         Min       0.000       0.000      33.591      0.0000      0.0000 
         ~75       COMB3 Combination         Max       0.000       0.000      30.128      0.0000      0.0000 
         ~75       COMB3 Combination         Min       0.000       0.000      30.128      0.0000      0.0000 
         ~75       COMB4 Combination         Max       0.000       0.000      30.192      0.0000      0.0000 
         ~75       COMB4 Combination         Min       0.000       0.000      30.192      0.0000      0.0000 
         ~75       COMB5 Combination         Max       0.000       0.000      32.906      0.0000      0.0000 
         ~75       COMB5 Combination         Min       0.000       0.000      32.906      0.0000      0.0000 
         ~75       COMB6 Combination         Max       0.000       0.000      32.971      0.0000      0.0000 
         ~75       COMB6 Combination         Min       0.000       0.000      32.971      0.0000      0.0000 
         ~75       COMB7 Combination         Max       0.000       0.000      30.843      0.0000      0.0000 
         ~75       COMB7 Combination         Min       0.000       0.000      30.843      0.0000      0.0000 
         ~75       COMB8 Combination         Max       0.000       0.000      33.621      0.0000      0.0000 
         ~75       COMB8 Combination         Min       0.000       0.000      33.621      0.0000      0.0000 
         ~75       COMB9 Combination         Max       0.000       0.000      30.158      0.0000      0.0000 
         ~75       COMB9 Combination         Min       0.000       0.000      30.158      0.0000      0.0000 
         ~75      COMB10 Combination         Max       0.000       0.000      30.223      0.0000      0.0000 
         ~75      COMB10 Combination         Min       0.000       0.000      30.223      0.0000      0.0000 
         ~75      COMB11 Combination         Max       0.000       0.000      32.937      0.0000      0.0000 
         ~75      COMB11 Combination         Min       0.000       0.000      32.937      0.0000      0.0000 
         ~75      COMB12 Combination         Max       0.000       0.000      33.001      0.0000      0.0000 
         ~75      COMB12 Combination         Min       0.000       0.000      33.001      0.0000      0.0000 
         ~75      COMB13 Combination         Max       0.000       0.000      33.607      0.0000      0.0000 
         ~75      COMB13 Combination         Min       0.000       0.000      33.605      0.0000      0.0000 
         ~75      COMB14 Combination         Max       0.000       0.000      33.809      0.0000      0.0000 
         ~75      COMB14 Combination         Min       0.000       0.000      33.403      0.0000      0.0000 
         ~75         INV Combination         Max       0.000       0.000      33.809      0.0000      0.0000 
         ~75         INV Combination         Min       0.000       0.000      30.128      0.0000      0.0000 
         ~76          PP   LinStatic                   0.000       0.000      24.249      0.0000      0.0000 
         ~76        PERM   LinStatic                   0.000       0.000       6.548      0.0000      0.0000 
         ~76        NEVE   LinStatic                   0.000       0.000       2.770      0.0000      0.0000 
         ~76      VENTOX   LinStatic                   0.000       0.000      -0.683      0.0000      0.0000 
         ~76      VENTOY   LinStatic                   0.000       0.000      -0.620      0.0000      0.0000 
         ~76      SISMAX LinRespSpec         Max       0.000       0.000   2.264E-03      0.0000      0.0000 
         ~76      SISMAY LinRespSpec         Max       0.000       0.000       0.198      0.0000      0.0000 
         ~76        TERM   LinStatic                   0.000       0.000      -0.015      0.0000      0.0000 
         ~76       COMB1 Combination         Max       0.000       0.000      30.783      0.0000      0.0000 
         ~76       COMB1 Combination         Min       0.000       0.000      30.783      0.0000      0.0000 
         ~76       COMB2 Combination         Max       0.000       0.000      33.552      0.0000      0.0000 
         ~76       COMB2 Combination         Min       0.000       0.000      33.552      0.0000      0.0000 
         ~76       COMB3 Combination         Max       0.000       0.000      30.100      0.0000      0.0000 
         ~76       COMB3 Combination         Min       0.000       0.000      30.100      0.0000      0.0000 
         ~76       COMB4 Combination         Max       0.000       0.000      30.163      0.0000      0.0000 
         ~76       COMB4 Combination         Min       0.000       0.000      30.163      0.0000      0.0000 
         ~76       COMB5 Combination         Max       0.000       0.000      32.870      0.0000      0.0000 
         ~76       COMB5 Combination         Min       0.000       0.000      32.870      0.0000      0.0000 
         ~76       COMB6 Combination         Max       0.000       0.000      32.933      0.0000      0.0000 
         ~76       COMB6 Combination         Min       0.000       0.000      32.933      0.0000      0.0000 
         ~76       COMB7 Combination         Max       0.000       0.000      30.812      0.0000      0.0000 
         ~76       COMB7 Combination         Min       0.000       0.000      30.812      0.0000      0.0000 
         ~76       COMB8 Combination         Max       0.000       0.000      33.582      0.0000      0.0000 
         ~76       COMB8 Combination         Min       0.000       0.000      33.582      0.0000      0.0000 
         ~76       COMB9 Combination         Max       0.000       0.000      30.130      0.0000      0.0000 
         ~76       COMB9 Combination         Min       0.000       0.000      30.130      0.0000      0.0000 
         ~76      COMB10 Combination         Max       0.000       0.000      30.193      0.0000      0.0000 
         ~76      COMB10 Combination         Min       0.000       0.000      30.193      0.0000      0.0000 
         ~76      COMB11 Combination         Max       0.000       0.000      32.900      0.0000      0.0000 
         ~76      COMB11 Combination         Min       0.000       0.000      32.900      0.0000      0.0000 
         ~76      COMB12 Combination         Max       0.000       0.000      32.962      0.0000      0.0000 
         ~76      COMB12 Combination         Min       0.000       0.000      32.962      0.0000      0.0000 
         ~76      COMB13 Combination         Max       0.000       0.000      33.569      0.0000      0.0000 
         ~76      COMB13 Combination         Min       0.000       0.000      33.565      0.0000      0.0000 
         ~76      COMB14 Combination         Max       0.000       0.000      33.766      0.0000      0.0000 
         ~76      COMB14 Combination         Min       0.000       0.000      33.369      0.0000      0.0000 
         ~76         INV Combination         Max       0.000       0.000      33.766      0.0000      0.0000 
         ~76         INV Combination         Min       0.000       0.000      30.100      0.0000      0.0000 
         ~77          PP   LinStatic                   0.000       0.000      24.231      0.0000      0.0000 
         ~77        PERM   LinStatic                   0.000       0.000       6.533      0.0000      0.0000 
         ~77        NEVE   LinStatic                   0.000       0.000       2.760      0.0000      0.0000 
         ~77      VENTOX   LinStatic                   0.000       0.000      -0.680      0.0000      0.0000 
         ~77      VENTOY   LinStatic                   0.000       0.000      -0.619      0.0000      0.0000 
         ~77      SISMAX LinRespSpec         Max       0.000       0.000   4.689E-03      0.0000      0.0000 
         ~77      SISMAY LinRespSpec         Max       0.000       0.000       0.192      0.0000      0.0000 
         ~77        TERM   LinStatic                   0.000       0.000      -0.014      0.0000      0.0000 
         ~77       COMB1 Combination         Max       0.000       0.000      30.750      0.0000      0.0000 
         ~77       COMB1 Combination         Min       0.000       0.000      30.750      0.0000      0.0000 
         ~77       COMB2 Combination         Max       0.000       0.000      33.509      0.0000      0.0000 
         ~77       COMB2 Combination         Min       0.000       0.000      33.509      0.0000      0.0000 
         ~77       COMB3 Combination         Max       0.000       0.000      30.070      0.0000      0.0000 
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         ~77       COMB3 Combination         Min       0.000       0.000      30.070      0.0000      0.0000 
         ~77       COMB4 Combination         Max       0.000       0.000      30.131      0.0000      0.0000 
         ~77       COMB4 Combination         Min       0.000       0.000      30.131      0.0000      0.0000 
         ~77       COMB5 Combination         Max       0.000       0.000      32.829      0.0000      0.0000 
         ~77       COMB5 Combination         Min       0.000       0.000      32.829      0.0000      0.0000 
         ~77       COMB6 Combination         Max       0.000       0.000      32.890      0.0000      0.0000 
         ~77       COMB6 Combination         Min       0.000       0.000      32.890      0.0000      0.0000 
         ~77       COMB7 Combination         Max       0.000       0.000      30.778      0.0000      0.0000 
         ~77       COMB7 Combination         Min       0.000       0.000      30.778      0.0000      0.0000 
         ~77       COMB8 Combination         Max       0.000       0.000      33.538      0.0000      0.0000 
         ~77       COMB8 Combination         Min       0.000       0.000      33.538      0.0000      0.0000 
         ~77       COMB9 Combination         Max       0.000       0.000      30.098      0.0000      0.0000 
         ~77       COMB9 Combination         Min       0.000       0.000      30.098      0.0000      0.0000 
         ~77      COMB10 Combination         Max       0.000       0.000      30.160      0.0000      0.0000 
         ~77      COMB10 Combination         Min       0.000       0.000      30.160      0.0000      0.0000 
         ~77      COMB11 Combination         Max       0.000       0.000      32.858      0.0000      0.0000 
         ~77      COMB11 Combination         Min       0.000       0.000      32.858      0.0000      0.0000 
         ~77      COMB12 Combination         Max       0.000       0.000      32.919      0.0000      0.0000 
         ~77      COMB12 Combination         Min       0.000       0.000      32.919      0.0000      0.0000 
         ~77      COMB13 Combination         Max       0.000       0.000      33.528      0.0000      0.0000 
         ~77      COMB13 Combination         Min       0.000       0.000      33.519      0.0000      0.0000 
         ~77      COMB14 Combination         Max       0.000       0.000      33.716      0.0000      0.0000 
         ~77      COMB14 Combination         Min       0.000       0.000      33.331      0.0000      0.0000 
         ~77         INV Combination         Max       0.000       0.000      33.716      0.0000      0.0000 
         ~77         INV Combination         Min       0.000       0.000      30.070      0.0000      0.0000 
         ~78          PP   LinStatic                   0.000       0.000      24.217      0.0000      0.0000 
         ~78        PERM   LinStatic                   0.000       0.000       6.519      0.0000      0.0000 
         ~78        NEVE   LinStatic                   0.000       0.000       2.750      0.0000      0.0000 
         ~78      VENTOX   LinStatic                   0.000       0.000      -0.678      0.0000      0.0000 
         ~78      VENTOY   LinStatic                   0.000       0.000      -0.618      0.0000      0.0000 
         ~78      SISMAX LinRespSpec         Max       0.000       0.000   6.906E-03      0.0000      0.0000 
         ~78      SISMAY LinRespSpec         Max       0.000       0.000       0.187      0.0000      0.0000 
         ~78        TERM   LinStatic                   0.000       0.000      -0.014      0.0000      0.0000 
         ~78       COMB1 Combination         Max       0.000       0.000      30.722      0.0000      0.0000 
         ~78       COMB1 Combination         Min       0.000       0.000      30.722      0.0000      0.0000 
         ~78       COMB2 Combination         Max       0.000       0.000      33.473      0.0000      0.0000 
         ~78       COMB2 Combination         Min       0.000       0.000      33.473      0.0000      0.0000 
         ~78       COMB3 Combination         Max       0.000       0.000      30.044      0.0000      0.0000 
         ~78       COMB3 Combination         Min       0.000       0.000      30.044      0.0000      0.0000 
         ~78       COMB4 Combination         Max       0.000       0.000      30.104      0.0000      0.0000 
         ~78       COMB4 Combination         Min       0.000       0.000      30.104      0.0000      0.0000 
         ~78       COMB5 Combination         Max       0.000       0.000      32.795      0.0000      0.0000 
         ~78       COMB5 Combination         Min       0.000       0.000      32.795      0.0000      0.0000 
         ~78       COMB6 Combination         Max       0.000       0.000      32.854      0.0000      0.0000 
         ~78       COMB6 Combination         Min       0.000       0.000      32.854      0.0000      0.0000 
         ~78       COMB7 Combination         Max       0.000       0.000      30.750      0.0000      0.0000 
         ~78       COMB7 Combination         Min       0.000       0.000      30.750      0.0000      0.0000 
         ~78       COMB8 Combination         Max       0.000       0.000      33.500      0.0000      0.0000 
         ~78       COMB8 Combination         Min       0.000       0.000      33.500      0.0000      0.0000 
         ~78       COMB9 Combination         Max       0.000       0.000      30.072      0.0000      0.0000 
         ~78       COMB9 Combination         Min       0.000       0.000      30.072      0.0000      0.0000 
         ~78      COMB10 Combination         Max       0.000       0.000      30.131      0.0000      0.0000 
         ~78      COMB10 Combination         Min       0.000       0.000      30.131      0.0000      0.0000 
         ~78      COMB11 Combination         Max       0.000       0.000      32.822      0.0000      0.0000 
         ~78      COMB11 Combination         Min       0.000       0.000      32.822      0.0000      0.0000 
         ~78      COMB12 Combination         Max       0.000       0.000      32.882      0.0000      0.0000 
         ~78      COMB12 Combination         Min       0.000       0.000      32.882      0.0000      0.0000 
         ~78      COMB13 Combination         Max       0.000       0.000      33.493      0.0000      0.0000 
         ~78      COMB13 Combination         Min       0.000       0.000      33.479      0.0000      0.0000 
         ~78      COMB14 Combination         Max       0.000       0.000      33.673      0.0000      0.0000 
         ~78      COMB14 Combination         Min       0.000       0.000      33.299      0.0000      0.0000 
         ~78         INV Combination         Max       0.000       0.000      33.673      0.0000      0.0000 
         ~78         INV Combination         Min       0.000       0.000      30.044      0.0000      0.0000 
         ~79          PP   LinStatic                   0.000       0.000      24.208      0.0000      0.0000 
         ~79        PERM   LinStatic                   0.000       0.000       6.506      0.0000      0.0000 
         ~79        NEVE   LinStatic                   0.000       0.000       2.741      0.0000      0.0000 
         ~79      VENTOX   LinStatic                   0.000       0.000      -0.676      0.0000      0.0000 
         ~79      VENTOY   LinStatic                   0.000       0.000      -0.618      0.0000      0.0000 
         ~79      SISMAX LinRespSpec         Max       0.000       0.000   9.425E-03      0.0000      0.0000 
         ~79      SISMAY LinRespSpec         Max       0.000       0.000       0.181      0.0000      0.0000 
         ~79        TERM   LinStatic                   0.000       0.000      -0.013      0.0000      0.0000 
         ~79       COMB1 Combination         Max       0.000       0.000      30.701      0.0000      0.0000 
         ~79       COMB1 Combination         Min       0.000       0.000      30.701      0.0000      0.0000 
         ~79       COMB2 Combination         Max       0.000       0.000      33.442      0.0000      0.0000 
         ~79       COMB2 Combination         Min       0.000       0.000      33.442      0.0000      0.0000 
         ~79       COMB3 Combination         Max       0.000       0.000      30.025      0.0000      0.0000 
         ~79       COMB3 Combination         Min       0.000       0.000      30.025      0.0000      0.0000 
         ~79       COMB4 Combination         Max       0.000       0.000      30.083      0.0000      0.0000 
         ~79       COMB4 Combination         Min       0.000       0.000      30.083      0.0000      0.0000 
         ~79       COMB5 Combination         Max       0.000       0.000      32.766      0.0000      0.0000 
         ~79       COMB5 Combination         Min       0.000       0.000      32.766      0.0000      0.0000 
         ~79       COMB6 Combination         Max       0.000       0.000      32.824      0.0000      0.0000 
         ~79       COMB6 Combination         Min       0.000       0.000      32.824      0.0000      0.0000 
         ~79       COMB7 Combination         Max       0.000       0.000      30.727      0.0000      0.0000 
         ~79       COMB7 Combination         Min       0.000       0.000      30.727      0.0000      0.0000 
         ~79       COMB8 Combination         Max       0.000       0.000      33.467      0.0000      0.0000 
         ~79       COMB8 Combination         Min       0.000       0.000      33.467      0.0000      0.0000 
         ~79       COMB9 Combination         Max       0.000       0.000      30.051      0.0000      0.0000 
         ~79       COMB9 Combination         Min       0.000       0.000      30.051      0.0000      0.0000 
         ~79      COMB10 Combination         Max       0.000       0.000      30.109      0.0000      0.0000 
         ~79      COMB10 Combination         Min       0.000       0.000      30.109      0.0000      0.0000 
         ~79      COMB11 Combination         Max       0.000       0.000      32.791      0.0000      0.0000 
         ~79      COMB11 Combination         Min       0.000       0.000      32.791      0.0000      0.0000 
         ~79      COMB12 Combination         Max       0.000       0.000      32.850      0.0000      0.0000 
         ~79      COMB12 Combination         Min       0.000       0.000      32.850      0.0000      0.0000 
         ~79      COMB13 Combination         Max       0.000       0.000      33.464      0.0000      0.0000 
         ~79      COMB13 Combination         Min       0.000       0.000      33.445      0.0000      0.0000 
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         ~79      COMB14 Combination         Max       0.000       0.000      33.636      0.0000      0.0000 
         ~79      COMB14 Combination         Min       0.000       0.000      33.273      0.0000      0.0000 
         ~79         INV Combination         Max       0.000       0.000      33.636      0.0000      0.0000 
         ~79         INV Combination         Min       0.000       0.000      30.025      0.0000      0.0000 
         ~80          PP   LinStatic                   0.000       0.000      24.207      0.0000      0.0000 
         ~80        PERM   LinStatic                   0.000       0.000       6.495      0.0000      0.0000 
         ~80        NEVE   LinStatic                   0.000       0.000       2.734      0.0000      0.0000 
         ~80      VENTOX   LinStatic                   0.000       0.000      -0.674      0.0000      0.0000 
         ~80      VENTOY   LinStatic                   0.000       0.000      -0.617      0.0000      0.0000 
         ~80      SISMAX LinRespSpec         Max       0.000       0.000       0.012      0.0000      0.0000 
         ~80      SISMAY LinRespSpec         Max       0.000       0.000       0.176      0.0000      0.0000 
         ~80        TERM   LinStatic                   0.000       0.000      -0.012      0.0000      0.0000 
         ~80       COMB1 Combination         Max       0.000       0.000      30.690      0.0000      0.0000 
         ~80       COMB1 Combination         Min       0.000       0.000      30.690      0.0000      0.0000 
         ~80       COMB2 Combination         Max       0.000       0.000      33.424      0.0000      0.0000 
         ~80       COMB2 Combination         Min       0.000       0.000      33.424      0.0000      0.0000 
         ~80       COMB3 Combination         Max       0.000       0.000      30.016      0.0000      0.0000 
         ~80       COMB3 Combination         Min       0.000       0.000      30.016      0.0000      0.0000 
         ~80       COMB4 Combination         Max       0.000       0.000      30.072      0.0000      0.0000 
         ~80       COMB4 Combination         Min       0.000       0.000      30.072      0.0000      0.0000 
         ~80       COMB5 Combination         Max       0.000       0.000      32.749      0.0000      0.0000 
         ~80       COMB5 Combination         Min       0.000       0.000      32.749      0.0000      0.0000 
         ~80       COMB6 Combination         Max       0.000       0.000      32.806      0.0000      0.0000 
         ~80       COMB6 Combination         Min       0.000       0.000      32.806      0.0000      0.0000 
         ~80       COMB7 Combination         Max       0.000       0.000      30.714      0.0000      0.0000 
         ~80       COMB7 Combination         Min       0.000       0.000      30.714      0.0000      0.0000 
         ~80       COMB8 Combination         Max       0.000       0.000      33.448      0.0000      0.0000 
         ~80       COMB8 Combination         Min       0.000       0.000      33.448      0.0000      0.0000 
         ~80       COMB9 Combination         Max       0.000       0.000      30.040      0.0000      0.0000 
         ~80       COMB9 Combination         Min       0.000       0.000      30.040      0.0000      0.0000 
         ~80      COMB10 Combination         Max       0.000       0.000      30.097      0.0000      0.0000 
         ~80      COMB10 Combination         Min       0.000       0.000      30.097      0.0000      0.0000 
         ~80      COMB11 Combination         Max       0.000       0.000      32.774      0.0000      0.0000 
         ~80      COMB11 Combination         Min       0.000       0.000      32.774      0.0000      0.0000 
         ~80      COMB12 Combination         Max       0.000       0.000      32.830      0.0000      0.0000 
         ~80      COMB12 Combination         Min       0.000       0.000      32.830      0.0000      0.0000 
         ~80      COMB13 Combination         Max       0.000       0.000      33.447      0.0000      0.0000 
         ~80      COMB13 Combination         Min       0.000       0.000      33.424      0.0000      0.0000 
         ~80      COMB14 Combination         Max       0.000       0.000      33.612      0.0000      0.0000 
         ~80      COMB14 Combination         Min       0.000       0.000      33.260      0.0000      0.0000 
         ~80         INV Combination         Max       0.000       0.000      33.612      0.0000      0.0000 
         ~80         INV Combination         Min       0.000       0.000      30.016      0.0000      0.0000 
         ~81          PP   LinStatic                   0.000       0.000      24.187      0.0000      0.0000 
         ~81        PERM   LinStatic                   0.000       0.000       6.477      0.0000      0.0000 
         ~81        NEVE   LinStatic                   0.000       0.000       2.721      0.0000      0.0000 
         ~81      VENTOX   LinStatic                   0.000       0.000      -0.671      0.0000      0.0000 
         ~81      VENTOY   LinStatic                   0.000       0.000      -0.723      0.0000      0.0000 
         ~81      SISMAX LinRespSpec         Max       0.000       0.000       0.014      0.0000      0.0000 
         ~81      SISMAY LinRespSpec         Max       0.000       0.000       0.170      0.0000      0.0000 
         ~81        TERM   LinStatic                   0.000       0.000      -0.011      0.0000      0.0000 
         ~81       COMB1 Combination         Max       0.000       0.000      30.654      0.0000      0.0000 
         ~81       COMB1 Combination         Min       0.000       0.000      30.654      0.0000      0.0000 
         ~81       COMB2 Combination         Max       0.000       0.000      33.375      0.0000      0.0000 
         ~81       COMB2 Combination         Min       0.000       0.000      33.375      0.0000      0.0000 
         ~81       COMB3 Combination         Max       0.000       0.000      29.982      0.0000      0.0000 
         ~81       COMB3 Combination         Min       0.000       0.000      29.982      0.0000      0.0000 
         ~81       COMB4 Combination         Max       0.000       0.000      29.930      0.0000      0.0000 
         ~81       COMB4 Combination         Min       0.000       0.000      29.930      0.0000      0.0000 
         ~81       COMB5 Combination         Max       0.000       0.000      32.704      0.0000      0.0000 
         ~81       COMB5 Combination         Min       0.000       0.000      32.704      0.0000      0.0000 
         ~81       COMB6 Combination         Max       0.000       0.000      32.652      0.0000      0.0000 
         ~81       COMB6 Combination         Min       0.000       0.000      32.652      0.0000      0.0000 
         ~81       COMB7 Combination         Max       0.000       0.000      30.675      0.0000      0.0000 
         ~81       COMB7 Combination         Min       0.000       0.000      30.675      0.0000      0.0000 
         ~81       COMB8 Combination         Max       0.000       0.000      33.397      0.0000      0.0000 
         ~81       COMB8 Combination         Min       0.000       0.000      33.397      0.0000      0.0000 
         ~81       COMB9 Combination         Max       0.000       0.000      30.004      0.0000      0.0000 
         ~81       COMB9 Combination         Min       0.000       0.000      30.004      0.0000      0.0000 
         ~81      COMB10 Combination         Max       0.000       0.000      29.952      0.0000      0.0000 
         ~81      COMB10 Combination         Min       0.000       0.000      29.952      0.0000      0.0000 
         ~81      COMB11 Combination         Max       0.000       0.000      32.725      0.0000      0.0000 
         ~81      COMB11 Combination         Min       0.000       0.000      32.725      0.0000      0.0000 
         ~81      COMB12 Combination         Max       0.000       0.000      32.673      0.0000      0.0000 
         ~81      COMB12 Combination         Min       0.000       0.000      32.673      0.0000      0.0000 
         ~81      COMB13 Combination         Max       0.000       0.000      33.400      0.0000      0.0000 
         ~81      COMB13 Combination         Min       0.000       0.000      33.372      0.0000      0.0000 
         ~81      COMB14 Combination         Max       0.000       0.000      33.556      0.0000      0.0000 
         ~81      COMB14 Combination         Min       0.000       0.000      33.216      0.0000      0.0000 
         ~81         INV Combination         Max       0.000       0.000      33.556      0.0000      0.0000 
         ~81         INV Combination         Min       0.000       0.000      29.930      0.0000      0.0000 
         ~82          PP   LinStatic                   0.000       0.000      24.154      0.0000      0.0000 
         ~82        PERM   LinStatic                   0.000       0.000       6.456      0.0000      0.0000 
         ~82        NEVE   LinStatic                   0.000       0.000       2.707      0.0000      0.0000 
         ~82      VENTOX   LinStatic                   0.000       0.000      -0.668      0.0000      0.0000 
         ~82      VENTOY   LinStatic                   0.000       0.000      -0.718      0.0000      0.0000 
         ~82      SISMAX LinRespSpec         Max       0.000       0.000       0.017      0.0000      0.0000 
         ~82      SISMAY LinRespSpec         Max       0.000       0.000       0.163      0.0000      0.0000 
         ~82        TERM   LinStatic                   0.000       0.000  -9.431E-03      0.0000      0.0000 
         ~82       COMB1 Combination         Max       0.000       0.000      30.601      0.0000      0.0000 
         ~82       COMB1 Combination         Min       0.000       0.000      30.601      0.0000      0.0000 
         ~82       COMB2 Combination         Max       0.000       0.000      33.308      0.0000      0.0000 
         ~82       COMB2 Combination         Min       0.000       0.000      33.308      0.0000      0.0000 
         ~82       COMB3 Combination         Max       0.000       0.000      29.933      0.0000      0.0000 
         ~82       COMB3 Combination         Min       0.000       0.000      29.933      0.0000      0.0000 
         ~82       COMB4 Combination         Max       0.000       0.000      29.883      0.0000      0.0000 
         ~82       COMB4 Combination         Min       0.000       0.000      29.883      0.0000      0.0000 
         ~82       COMB5 Combination         Max       0.000       0.000      32.640      0.0000      0.0000 
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         ~82       COMB5 Combination         Min       0.000       0.000      32.640      0.0000      0.0000 
         ~82       COMB6 Combination         Max       0.000       0.000      32.590      0.0000      0.0000 
         ~82       COMB6 Combination         Min       0.000       0.000      32.590      0.0000      0.0000 
         ~82       COMB7 Combination         Max       0.000       0.000      30.620      0.0000      0.0000 
         ~82       COMB7 Combination         Min       0.000       0.000      30.620      0.0000      0.0000 
         ~82       COMB8 Combination         Max       0.000       0.000      33.327      0.0000      0.0000 
         ~82       COMB8 Combination         Min       0.000       0.000      33.327      0.0000      0.0000 
         ~82       COMB9 Combination         Max       0.000       0.000      29.952      0.0000      0.0000 
         ~82       COMB9 Combination         Min       0.000       0.000      29.952      0.0000      0.0000 
         ~82      COMB10 Combination         Max       0.000       0.000      29.902      0.0000      0.0000 
         ~82      COMB10 Combination         Min       0.000       0.000      29.902      0.0000      0.0000 
         ~82      COMB11 Combination         Max       0.000       0.000      32.659      0.0000      0.0000 
         ~82      COMB11 Combination         Min       0.000       0.000      32.659      0.0000      0.0000 
         ~82      COMB12 Combination         Max       0.000       0.000      32.609      0.0000      0.0000 
         ~82      COMB12 Combination         Min       0.000       0.000      32.609      0.0000      0.0000 
         ~82      COMB13 Combination         Max       0.000       0.000      33.334      0.0000      0.0000 
         ~82      COMB13 Combination         Min       0.000       0.000      33.300      0.0000      0.0000 
         ~82      COMB14 Combination         Max       0.000       0.000      33.481      0.0000      0.0000 
         ~82      COMB14 Combination         Min       0.000       0.000      33.154      0.0000      0.0000 
         ~82         INV Combination         Max       0.000       0.000      33.481      0.0000      0.0000 
         ~82         INV Combination         Min       0.000       0.000      29.883      0.0000      0.0000 
         ~83          PP   LinStatic                   0.000       0.000      24.124      0.0000      0.0000 
         ~83        PERM   LinStatic                   0.000       0.000       6.435      0.0000      0.0000 
         ~83        NEVE   LinStatic                   0.000       0.000       2.692      0.0000      0.0000 
         ~83      VENTOX   LinStatic                   0.000       0.000      -0.665      0.0000      0.0000 
         ~83      VENTOY   LinStatic                   0.000       0.000      -0.712      0.0000      0.0000 
         ~83      SISMAX LinRespSpec         Max       0.000       0.000       0.020      0.0000      0.0000 
         ~83      SISMAY LinRespSpec         Max       0.000       0.000       0.157      0.0000      0.0000 
         ~83        TERM   LinStatic                   0.000       0.000  -7.760E-03      0.0000      0.0000 
         ~83       COMB1 Combination         Max       0.000       0.000      30.551      0.0000      0.0000 
         ~83       COMB1 Combination         Min       0.000       0.000      30.551      0.0000      0.0000 
         ~83       COMB2 Combination         Max       0.000       0.000      33.243      0.0000      0.0000 
         ~83       COMB2 Combination         Min       0.000       0.000      33.243      0.0000      0.0000 
         ~83       COMB3 Combination         Max       0.000       0.000      29.886      0.0000      0.0000 
         ~83       COMB3 Combination         Min       0.000       0.000      29.886      0.0000      0.0000 
         ~83       COMB4 Combination         Max       0.000       0.000      29.838      0.0000      0.0000 
         ~83       COMB4 Combination         Min       0.000       0.000      29.838      0.0000      0.0000 
         ~83       COMB5 Combination         Max       0.000       0.000      32.578      0.0000      0.0000 
         ~83       COMB5 Combination         Min       0.000       0.000      32.578      0.0000      0.0000 
         ~83       COMB6 Combination         Max       0.000       0.000      32.531      0.0000      0.0000 
         ~83       COMB6 Combination         Min       0.000       0.000      32.531      0.0000      0.0000 
         ~83       COMB7 Combination         Max       0.000       0.000      30.566      0.0000      0.0000 
         ~83       COMB7 Combination         Min       0.000       0.000      30.566      0.0000      0.0000 
         ~83       COMB8 Combination         Max       0.000       0.000      33.259      0.0000      0.0000 
         ~83       COMB8 Combination         Min       0.000       0.000      33.259      0.0000      0.0000 
         ~83       COMB9 Combination         Max       0.000       0.000      29.902      0.0000      0.0000 
         ~83       COMB9 Combination         Min       0.000       0.000      29.902      0.0000      0.0000 
         ~83      COMB10 Combination         Max       0.000       0.000      29.854      0.0000      0.0000 
         ~83      COMB10 Combination         Min       0.000       0.000      29.854      0.0000      0.0000 
         ~83      COMB11 Combination         Max       0.000       0.000      32.594      0.0000      0.0000 
         ~83      COMB11 Combination         Min       0.000       0.000      32.594      0.0000      0.0000 
         ~83      COMB12 Combination         Max       0.000       0.000      32.546      0.0000      0.0000 
         ~83      COMB12 Combination         Min       0.000       0.000      32.546      0.0000      0.0000 
         ~83      COMB13 Combination         Max       0.000       0.000      33.270      0.0000      0.0000 
         ~83      COMB13 Combination         Min       0.000       0.000      33.231      0.0000      0.0000 
         ~83      COMB14 Combination         Max       0.000       0.000      33.407      0.0000      0.0000 
         ~83      COMB14 Combination         Min       0.000       0.000      33.094      0.0000      0.0000 
         ~83         INV Combination         Max       0.000       0.000      33.407      0.0000      0.0000 
         ~83         INV Combination         Min       0.000       0.000      29.838      0.0000      0.0000 
         ~84          PP   LinStatic                   0.000       0.000      24.104      0.0000      0.0000 
         ~84        PERM   LinStatic                   0.000       0.000       6.417      0.0000      0.0000 
         ~84        NEVE   LinStatic                   0.000       0.000       2.680      0.0000      0.0000 
         ~84      VENTOX   LinStatic                   0.000       0.000      -0.662      0.0000      0.0000 
         ~84      VENTOY   LinStatic                   0.000       0.000      -0.708      0.0000      0.0000 
         ~84      SISMAX LinRespSpec         Max       0.000       0.000       0.022      0.0000      0.0000 
         ~84      SISMAY LinRespSpec         Max       0.000       0.000       0.151      0.0000      0.0000 
         ~84        TERM   LinStatic                   0.000       0.000  -6.276E-03      0.0000      0.0000 
         ~84       COMB1 Combination         Max       0.000       0.000      30.515      0.0000      0.0000 
         ~84       COMB1 Combination         Min       0.000       0.000      30.515      0.0000      0.0000 
         ~84       COMB2 Combination         Max       0.000       0.000      33.194      0.0000      0.0000 
         ~84       COMB2 Combination         Min       0.000       0.000      33.194      0.0000      0.0000 
         ~84       COMB3 Combination         Max       0.000       0.000      29.853      0.0000      0.0000 
         ~84       COMB3 Combination         Min       0.000       0.000      29.853      0.0000      0.0000 
         ~84       COMB4 Combination         Max       0.000       0.000      29.807      0.0000      0.0000 
         ~84       COMB4 Combination         Min       0.000       0.000      29.807      0.0000      0.0000 
         ~84       COMB5 Combination         Max       0.000       0.000      32.533      0.0000      0.0000 
         ~84       COMB5 Combination         Min       0.000       0.000      32.533      0.0000      0.0000 
         ~84       COMB6 Combination         Max       0.000       0.000      32.487      0.0000      0.0000 
         ~84       COMB6 Combination         Min       0.000       0.000      32.487      0.0000      0.0000 
         ~84       COMB7 Combination         Max       0.000       0.000      30.527      0.0000      0.0000 
         ~84       COMB7 Combination         Min       0.000       0.000      30.527      0.0000      0.0000 
         ~84       COMB8 Combination         Max       0.000       0.000      33.207      0.0000      0.0000 
         ~84       COMB8 Combination         Min       0.000       0.000      33.207      0.0000      0.0000 
         ~84       COMB9 Combination         Max       0.000       0.000      29.865      0.0000      0.0000 
         ~84       COMB9 Combination         Min       0.000       0.000      29.865      0.0000      0.0000 
         ~84      COMB10 Combination         Max       0.000       0.000      29.819      0.0000      0.0000 
         ~84      COMB10 Combination         Min       0.000       0.000      29.819      0.0000      0.0000 
         ~84      COMB11 Combination         Max       0.000       0.000      32.545      0.0000      0.0000 
         ~84      COMB11 Combination         Min       0.000       0.000      32.545      0.0000      0.0000 
         ~84      COMB12 Combination         Max       0.000       0.000      32.499      0.0000      0.0000 
         ~84      COMB12 Combination         Min       0.000       0.000      32.499      0.0000      0.0000 
         ~84      COMB13 Combination         Max       0.000       0.000      33.223      0.0000      0.0000 
         ~84      COMB13 Combination         Min       0.000       0.000      33.179      0.0000      0.0000 
         ~84      COMB14 Combination         Max       0.000       0.000      33.351      0.0000      0.0000 
         ~84      COMB14 Combination         Min       0.000       0.000      33.050      0.0000      0.0000 
         ~84         INV Combination         Max       0.000       0.000      33.351      0.0000      0.0000 
         ~84         INV Combination         Min       0.000       0.000      29.807      0.0000      0.0000 
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         ~85          PP   LinStatic                   0.000       0.000      24.082      0.0000      0.0000 
         ~85        PERM   LinStatic                   0.000       0.000       6.396      0.0000      0.0000 
         ~85        NEVE   LinStatic                   0.000       0.000       2.666      0.0000      0.0000 
         ~85      VENTOX   LinStatic                   0.000       0.000      -0.658      0.0000      0.0000 
         ~85      VENTOY   LinStatic                   0.000       0.000      -0.702      0.0000      0.0000 
         ~85      SISMAX LinRespSpec         Max       0.000       0.000       0.025      0.0000      0.0000 
         ~85      SISMAY LinRespSpec         Max       0.000       0.000       0.144      0.0000      0.0000 
         ~85        TERM   LinStatic                   0.000       0.000  -3.924E-03      0.0000      0.0000 
         ~85       COMB1 Combination         Max       0.000       0.000      30.474      0.0000      0.0000 
         ~85       COMB1 Combination         Min       0.000       0.000      30.474      0.0000      0.0000 
         ~85       COMB2 Combination         Max       0.000       0.000      33.140      0.0000      0.0000 
         ~85       COMB2 Combination         Min       0.000       0.000      33.140      0.0000      0.0000 
         ~85       COMB3 Combination         Max       0.000       0.000      29.816      0.0000      0.0000 
         ~85       COMB3 Combination         Min       0.000       0.000      29.816      0.0000      0.0000 
         ~85       COMB4 Combination         Max       0.000       0.000      29.772      0.0000      0.0000 
         ~85       COMB4 Combination         Min       0.000       0.000      29.772      0.0000      0.0000 
         ~85       COMB5 Combination         Max       0.000       0.000      32.482      0.0000      0.0000 
         ~85       COMB5 Combination         Min       0.000       0.000      32.482      0.0000      0.0000 
         ~85       COMB6 Combination         Max       0.000       0.000      32.438      0.0000      0.0000 
         ~85       COMB6 Combination         Min       0.000       0.000      32.438      0.0000      0.0000 
         ~85       COMB7 Combination         Max       0.000       0.000      30.482      0.0000      0.0000 
         ~85       COMB7 Combination         Min       0.000       0.000      30.482      0.0000      0.0000 
         ~85       COMB8 Combination         Max       0.000       0.000      33.148      0.0000      0.0000 
         ~85       COMB8 Combination         Min       0.000       0.000      33.148      0.0000      0.0000 
         ~85       COMB9 Combination         Max       0.000       0.000      29.824      0.0000      0.0000 
         ~85       COMB9 Combination         Min       0.000       0.000      29.824      0.0000      0.0000 
         ~85      COMB10 Combination         Max       0.000       0.000      29.780      0.0000      0.0000 
         ~85      COMB10 Combination         Min       0.000       0.000      29.780      0.0000      0.0000 
         ~85      COMB11 Combination         Max       0.000       0.000      32.490      0.0000      0.0000 
         ~85      COMB11 Combination         Min       0.000       0.000      32.490      0.0000      0.0000 
         ~85      COMB12 Combination         Max       0.000       0.000      32.446      0.0000      0.0000 
         ~85      COMB12 Combination         Min       0.000       0.000      32.446      0.0000      0.0000 
         ~85      COMB13 Combination         Max       0.000       0.000      33.170      0.0000      0.0000 
         ~85      COMB13 Combination         Min       0.000       0.000      33.119      0.0000      0.0000 
         ~85      COMB14 Combination         Max       0.000       0.000      33.288      0.0000      0.0000 
         ~85      COMB14 Combination         Min       0.000       0.000      33.000      0.0000      0.0000 
         ~85         INV Combination         Max       0.000       0.000      33.288      0.0000      0.0000 
         ~85         INV Combination         Min       0.000       0.000      29.772      0.0000      0.0000 
         ~86          PP   LinStatic                   0.000       0.000      24.064      0.0000      0.0000 
         ~86        PERM   LinStatic                   0.000       0.000       6.378      0.0000      0.0000 
         ~86        NEVE   LinStatic                   0.000       0.000       2.653      0.0000      0.0000 
         ~86      VENTOX   LinStatic                   0.000       0.000      -0.655      0.0000      0.0000 
         ~86      VENTOY   LinStatic                   0.000       0.000      -0.697      0.0000      0.0000 
         ~86      SISMAX LinRespSpec         Max       0.000       0.000       0.029      0.0000      0.0000 
         ~86      SISMAY LinRespSpec         Max       0.000       0.000       0.138      0.0000      0.0000 
         ~86        TERM   LinStatic                   0.000       0.000  -1.281E-03      0.0000      0.0000 
         ~86       COMB1 Combination         Max       0.000       0.000      30.440      0.0000      0.0000 
         ~86       COMB1 Combination         Min       0.000       0.000      30.440      0.0000      0.0000 
         ~86       COMB2 Combination         Max       0.000       0.000      33.094      0.0000      0.0000 
         ~86       COMB2 Combination         Min       0.000       0.000      33.094      0.0000      0.0000 
         ~86       COMB3 Combination         Max       0.000       0.000      29.785      0.0000      0.0000 
         ~86       COMB3 Combination         Min       0.000       0.000      29.785      0.0000      0.0000 
         ~86       COMB4 Combination         Max       0.000       0.000      29.743      0.0000      0.0000 
         ~86       COMB4 Combination         Min       0.000       0.000      29.743      0.0000      0.0000 
         ~86       COMB5 Combination         Max       0.000       0.000      32.438      0.0000      0.0000 
         ~86       COMB5 Combination         Min       0.000       0.000      32.438      0.0000      0.0000 
         ~86       COMB6 Combination         Max       0.000       0.000      32.396      0.0000      0.0000 
         ~86       COMB6 Combination         Min       0.000       0.000      32.396      0.0000      0.0000 
         ~86       COMB7 Combination         Max       0.000       0.000      30.443      0.0000      0.0000 
         ~86       COMB7 Combination         Min       0.000       0.000      30.443      0.0000      0.0000 
         ~86       COMB8 Combination         Max       0.000       0.000      33.096      0.0000      0.0000 
         ~86       COMB8 Combination         Min       0.000       0.000      33.096      0.0000      0.0000 
         ~86       COMB9 Combination         Max       0.000       0.000      29.788      0.0000      0.0000 
         ~86       COMB9 Combination         Min       0.000       0.000      29.788      0.0000      0.0000 
         ~86      COMB10 Combination         Max       0.000       0.000      29.746      0.0000      0.0000 
         ~86      COMB10 Combination         Min       0.000       0.000      29.746      0.0000      0.0000 
         ~86      COMB11 Combination         Max       0.000       0.000      32.441      0.0000      0.0000 
         ~86      COMB11 Combination         Min       0.000       0.000      32.441      0.0000      0.0000 
         ~86      COMB12 Combination         Max       0.000       0.000      32.399      0.0000      0.0000 
         ~86      COMB12 Combination         Min       0.000       0.000      32.399      0.0000      0.0000 
         ~86      COMB13 Combination         Max       0.000       0.000      33.124      0.0000      0.0000 
         ~86      COMB13 Combination         Min       0.000       0.000      33.066      0.0000      0.0000 
         ~86      COMB14 Combination         Max       0.000       0.000      33.232      0.0000      0.0000 
         ~86      COMB14 Combination         Min       0.000       0.000      32.957      0.0000      0.0000 
         ~86         INV Combination         Max       0.000       0.000      33.232      0.0000      0.0000 
         ~86         INV Combination         Min       0.000       0.000      29.743      0.0000      0.0000 
         ~87          PP   LinStatic                   0.000       0.000      24.051      0.0000      0.0000 
         ~87        PERM   LinStatic                   0.000       0.000       6.359      0.0000      0.0000 
         ~87        NEVE   LinStatic                   0.000       0.000       2.640      0.0000      0.0000 
         ~87      VENTOX   LinStatic                   0.000       0.000      -0.652      0.0000      0.0000 
         ~87      VENTOY   LinStatic                   0.000       0.000      -0.692      0.0000      0.0000 
         ~87      SISMAX LinRespSpec         Max       0.000       0.000       0.032      0.0000      0.0000 
         ~87      SISMAY LinRespSpec         Max       0.000       0.000       0.131      0.0000      0.0000 
         ~87        TERM   LinStatic                   0.000       0.000   1.686E-03      0.0000      0.0000 
         ~87       COMB1 Combination         Max       0.000       0.000      30.411      0.0000      0.0000 
         ~87       COMB1 Combination         Min       0.000       0.000      30.411      0.0000      0.0000 
         ~87       COMB2 Combination         Max       0.000       0.000      33.052      0.0000      0.0000 
         ~87       COMB2 Combination         Min       0.000       0.000      33.052      0.0000      0.0000 
         ~87       COMB3 Combination         Max       0.000       0.000      29.759      0.0000      0.0000 
         ~87       COMB3 Combination         Min       0.000       0.000      29.759      0.0000      0.0000 
         ~87       COMB4 Combination         Max       0.000       0.000      29.719      0.0000      0.0000 
         ~87       COMB4 Combination         Min       0.000       0.000      29.719      0.0000      0.0000 
         ~87       COMB5 Combination         Max       0.000       0.000      32.399      0.0000      0.0000 
         ~87       COMB5 Combination         Min       0.000       0.000      32.399      0.0000      0.0000 
         ~87       COMB6 Combination         Max       0.000       0.000      32.359      0.0000      0.0000 
         ~87       COMB6 Combination         Min       0.000       0.000      32.359      0.0000      0.0000 
         ~87       COMB7 Combination         Max       0.000       0.000      30.408      0.0000      0.0000 
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         ~87       COMB7 Combination         Min       0.000       0.000      30.408      0.0000      0.0000 
         ~87       COMB8 Combination         Max       0.000       0.000      33.048      0.0000      0.0000 
         ~87       COMB8 Combination         Min       0.000       0.000      33.048      0.0000      0.0000 
         ~87       COMB9 Combination         Max       0.000       0.000      29.756      0.0000      0.0000 
         ~87       COMB9 Combination         Min       0.000       0.000      29.756      0.0000      0.0000 
         ~87      COMB10 Combination         Max       0.000       0.000      29.716      0.0000      0.0000 
         ~87      COMB10 Combination         Min       0.000       0.000      29.716      0.0000      0.0000 
         ~87      COMB11 Combination         Max       0.000       0.000      32.396      0.0000      0.0000 
         ~87      COMB11 Combination         Min       0.000       0.000      32.396      0.0000      0.0000 
         ~87      COMB12 Combination         Max       0.000       0.000      32.356      0.0000      0.0000 
         ~87      COMB12 Combination         Min       0.000       0.000      32.356      0.0000      0.0000 
         ~87      COMB13 Combination         Max       0.000       0.000      33.082      0.0000      0.0000 
         ~87      COMB13 Combination         Min       0.000       0.000      33.018      0.0000      0.0000 
         ~87      COMB14 Combination         Max       0.000       0.000      33.181      0.0000      0.0000 
         ~87      COMB14 Combination         Min       0.000       0.000      32.919      0.0000      0.0000 
         ~87         INV Combination         Max       0.000       0.000      33.181      0.0000      0.0000 
         ~87         INV Combination         Min       0.000       0.000      29.716      0.0000      0.0000 
         ~88          PP   LinStatic                   0.000       0.000      24.046      0.0000      0.0000 
         ~88        PERM   LinStatic                   0.000       0.000       6.344      0.0000      0.0000 
         ~88        NEVE   LinStatic                   0.000       0.000       2.630      0.0000      0.0000 
         ~88      VENTOX   LinStatic                   0.000       0.000      -0.650      0.0000      0.0000 
         ~88      VENTOY   LinStatic                   0.000       0.000      -0.688      0.0000      0.0000 
         ~88      SISMAX LinRespSpec         Max       0.000       0.000       0.036      0.0000      0.0000 
         ~88      SISMAY LinRespSpec         Max       0.000       0.000       0.125      0.0000      0.0000 
         ~88        TERM   LinStatic                   0.000       0.000   4.329E-03      0.0000      0.0000 
         ~88       COMB1 Combination         Max       0.000       0.000      30.394      0.0000      0.0000 
         ~88       COMB1 Combination         Min       0.000       0.000      30.394      0.0000      0.0000 
         ~88       COMB2 Combination         Max       0.000       0.000      33.023      0.0000      0.0000 
         ~88       COMB2 Combination         Min       0.000       0.000      33.023      0.0000      0.0000 
         ~88       COMB3 Combination         Max       0.000       0.000      29.744      0.0000      0.0000 
         ~88       COMB3 Combination         Min       0.000       0.000      29.744      0.0000      0.0000 
         ~88       COMB4 Combination         Max       0.000       0.000      29.706      0.0000      0.0000 
         ~88       COMB4 Combination         Min       0.000       0.000      29.706      0.0000      0.0000 
         ~88       COMB5 Combination         Max       0.000       0.000      32.374      0.0000      0.0000 
         ~88       COMB5 Combination         Min       0.000       0.000      32.374      0.0000      0.0000 
         ~88       COMB6 Combination         Max       0.000       0.000      32.335      0.0000      0.0000 
         ~88       COMB6 Combination         Min       0.000       0.000      32.335      0.0000      0.0000 
         ~88       COMB7 Combination         Max       0.000       0.000      30.385      0.0000      0.0000 
         ~88       COMB7 Combination         Min       0.000       0.000      30.385      0.0000      0.0000 
         ~88       COMB8 Combination         Max       0.000       0.000      33.015      0.0000      0.0000 
         ~88       COMB8 Combination         Min       0.000       0.000      33.015      0.0000      0.0000 
         ~88       COMB9 Combination         Max       0.000       0.000      29.735      0.0000      0.0000 
         ~88       COMB9 Combination         Min       0.000       0.000      29.735      0.0000      0.0000 
         ~88      COMB10 Combination         Max       0.000       0.000      29.697      0.0000      0.0000 
         ~88      COMB10 Combination         Min       0.000       0.000      29.697      0.0000      0.0000 
         ~88      COMB11 Combination         Max       0.000       0.000      32.365      0.0000      0.0000 
         ~88      COMB11 Combination         Min       0.000       0.000      32.365      0.0000      0.0000 
         ~88      COMB12 Combination         Max       0.000       0.000      32.327      0.0000      0.0000 
         ~88      COMB12 Combination         Min       0.000       0.000      32.327      0.0000      0.0000 
         ~88      COMB13 Combination         Max       0.000       0.000      33.055      0.0000      0.0000 
         ~88      COMB13 Combination         Min       0.000       0.000      32.984      0.0000      0.0000 
         ~88      COMB14 Combination         Max       0.000       0.000      33.144      0.0000      0.0000 
         ~88      COMB14 Combination         Min       0.000       0.000      32.895      0.0000      0.0000 
         ~88         INV Combination         Max       0.000       0.000      33.144      0.0000      0.0000 
         ~88         INV Combination         Min       0.000       0.000      29.697      0.0000      0.0000 
         ~89          PP   LinStatic                   0.000       0.000      24.187      0.0000      0.0000 
         ~89        PERM   LinStatic                   0.000       0.000       6.477      0.0000      0.0000 
         ~89        NEVE   LinStatic                   0.000       0.000       2.721      0.0000      0.0000 
         ~89      VENTOX   LinStatic                   0.000       0.000      -0.671      0.0000      0.0000 
         ~89      VENTOY   LinStatic                   0.000       0.000      -0.616      0.0000      0.0000 
         ~89      SISMAX LinRespSpec         Max       0.000       0.000       0.014      0.0000      0.0000 
         ~89      SISMAY LinRespSpec         Max       0.000       0.000       0.170      0.0000      0.0000 
         ~89        TERM   LinStatic                   0.000       0.000      -0.011      0.0000      0.0000 
         ~89       COMB1 Combination         Max       0.000       0.000      30.654      0.0000      0.0000 
         ~89       COMB1 Combination         Min       0.000       0.000      30.654      0.0000      0.0000 
         ~89       COMB2 Combination         Max       0.000       0.000      33.375      0.0000      0.0000 
         ~89       COMB2 Combination         Min       0.000       0.000      33.375      0.0000      0.0000 
         ~89       COMB3 Combination         Max       0.000       0.000      29.982      0.0000      0.0000 
         ~89       COMB3 Combination         Min       0.000       0.000      29.982      0.0000      0.0000 
         ~89       COMB4 Combination         Max       0.000       0.000      30.037      0.0000      0.0000 
         ~89       COMB4 Combination         Min       0.000       0.000      30.037      0.0000      0.0000 
         ~89       COMB5 Combination         Max       0.000       0.000      32.704      0.0000      0.0000 
         ~89       COMB5 Combination         Min       0.000       0.000      32.704      0.0000      0.0000 
         ~89       COMB6 Combination         Max       0.000       0.000      32.759      0.0000      0.0000 
         ~89       COMB6 Combination         Min       0.000       0.000      32.759      0.0000      0.0000 
         ~89       COMB7 Combination         Max       0.000       0.000      30.675      0.0000      0.0000 
         ~89       COMB7 Combination         Min       0.000       0.000      30.675      0.0000      0.0000 
         ~89       COMB8 Combination         Max       0.000       0.000      33.397      0.0000      0.0000 
         ~89       COMB8 Combination         Min       0.000       0.000      33.397      0.0000      0.0000 
         ~89       COMB9 Combination         Max       0.000       0.000      30.004      0.0000      0.0000 
         ~89       COMB9 Combination         Min       0.000       0.000      30.004      0.0000      0.0000 
         ~89      COMB10 Combination         Max       0.000       0.000      30.059      0.0000      0.0000 
         ~89      COMB10 Combination         Min       0.000       0.000      30.059      0.0000      0.0000 
         ~89      COMB11 Combination         Max       0.000       0.000      32.725      0.0000      0.0000 
         ~89      COMB11 Combination         Min       0.000       0.000      32.725      0.0000      0.0000 
         ~89      COMB12 Combination         Max       0.000       0.000      32.781      0.0000      0.0000 
         ~89      COMB12 Combination         Min       0.000       0.000      32.781      0.0000      0.0000 
         ~89      COMB13 Combination         Max       0.000       0.000      33.400      0.0000      0.0000 
         ~89      COMB13 Combination         Min       0.000       0.000      33.372      0.0000      0.0000 
         ~89      COMB14 Combination         Max       0.000       0.000      33.556      0.0000      0.0000 
         ~89      COMB14 Combination         Min       0.000       0.000      33.216      0.0000      0.0000 
         ~89         INV Combination         Max       0.000       0.000      33.556      0.0000      0.0000 
         ~89         INV Combination         Min       0.000       0.000      29.982      0.0000      0.0000 
         ~90          PP   LinStatic                   0.000       0.000      24.154      0.0000      0.0000 
         ~90        PERM   LinStatic                   0.000       0.000       6.456      0.0000      0.0000 
         ~90        NEVE   LinStatic                   0.000       0.000       2.707      0.0000      0.0000 
         ~90      VENTOX   LinStatic                   0.000       0.000      -0.668      0.0000      0.0000 
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         ~90      VENTOY   LinStatic                   0.000       0.000      -0.614      0.0000      0.0000 
         ~90      SISMAX LinRespSpec         Max       0.000       0.000       0.017      0.0000      0.0000 
         ~90      SISMAY LinRespSpec         Max       0.000       0.000       0.163      0.0000      0.0000 
         ~90        TERM   LinStatic                   0.000       0.000  -9.431E-03      0.0000      0.0000 
         ~90       COMB1 Combination         Max       0.000       0.000      30.601      0.0000      0.0000 
         ~90       COMB1 Combination         Min       0.000       0.000      30.601      0.0000      0.0000 
         ~90       COMB2 Combination         Max       0.000       0.000      33.308      0.0000      0.0000 
         ~90       COMB2 Combination         Min       0.000       0.000      33.308      0.0000      0.0000 
         ~90       COMB3 Combination         Max       0.000       0.000      29.933      0.0000      0.0000 
         ~90       COMB3 Combination         Min       0.000       0.000      29.933      0.0000      0.0000 
         ~90       COMB4 Combination         Max       0.000       0.000      29.986      0.0000      0.0000 
         ~90       COMB4 Combination         Min       0.000       0.000      29.986      0.0000      0.0000 
         ~90       COMB5 Combination         Max       0.000       0.000      32.640      0.0000      0.0000 
         ~90       COMB5 Combination         Min       0.000       0.000      32.640      0.0000      0.0000 
         ~90       COMB6 Combination         Max       0.000       0.000      32.693      0.0000      0.0000 
         ~90       COMB6 Combination         Min       0.000       0.000      32.693      0.0000      0.0000 
         ~90       COMB7 Combination         Max       0.000       0.000      30.620      0.0000      0.0000 
         ~90       COMB7 Combination         Min       0.000       0.000      30.620      0.0000      0.0000 
         ~90       COMB8 Combination         Max       0.000       0.000      33.327      0.0000      0.0000 
         ~90       COMB8 Combination         Min       0.000       0.000      33.327      0.0000      0.0000 
         ~90       COMB9 Combination         Max       0.000       0.000      29.952      0.0000      0.0000 
         ~90       COMB9 Combination         Min       0.000       0.000      29.952      0.0000      0.0000 
         ~90      COMB10 Combination         Max       0.000       0.000      30.005      0.0000      0.0000 
         ~90      COMB10 Combination         Min       0.000       0.000      30.005      0.0000      0.0000 
         ~90      COMB11 Combination         Max       0.000       0.000      32.659      0.0000      0.0000 
         ~90      COMB11 Combination         Min       0.000       0.000      32.659      0.0000      0.0000 
         ~90      COMB12 Combination         Max       0.000       0.000      32.712      0.0000      0.0000 
         ~90      COMB12 Combination         Min       0.000       0.000      32.712      0.0000      0.0000 
         ~90      COMB13 Combination         Max       0.000       0.000      33.334      0.0000      0.0000 
         ~90      COMB13 Combination         Min       0.000       0.000      33.300      0.0000      0.0000 
         ~90      COMB14 Combination         Max       0.000       0.000      33.481      0.0000      0.0000 
         ~90      COMB14 Combination         Min       0.000       0.000      33.154      0.0000      0.0000 
         ~90         INV Combination         Max       0.000       0.000      33.481      0.0000      0.0000 
         ~90         INV Combination         Min       0.000       0.000      29.933      0.0000      0.0000 
         ~91          PP   LinStatic                   0.000       0.000      24.124      0.0000      0.0000 
         ~91        PERM   LinStatic                   0.000       0.000       6.435      0.0000      0.0000 
         ~91        NEVE   LinStatic                   0.000       0.000       2.692      0.0000      0.0000 
         ~91      VENTOX   LinStatic                   0.000       0.000      -0.665      0.0000      0.0000 
         ~91      VENTOY   LinStatic                   0.000       0.000      -0.613      0.0000      0.0000 
         ~91      SISMAX LinRespSpec         Max       0.000       0.000       0.020      0.0000      0.0000 
         ~91      SISMAY LinRespSpec         Max       0.000       0.000       0.157      0.0000      0.0000 
         ~91        TERM   LinStatic                   0.000       0.000  -7.760E-03      0.0000      0.0000 
         ~91       COMB1 Combination         Max       0.000       0.000      30.551      0.0000      0.0000 
         ~91       COMB1 Combination         Min       0.000       0.000      30.551      0.0000      0.0000 
         ~91       COMB2 Combination         Max       0.000       0.000      33.243      0.0000      0.0000 
         ~91       COMB2 Combination         Min       0.000       0.000      33.243      0.0000      0.0000 
         ~91       COMB3 Combination         Max       0.000       0.000      29.886      0.0000      0.0000 
         ~91       COMB3 Combination         Min       0.000       0.000      29.886      0.0000      0.0000 
         ~91       COMB4 Combination         Max       0.000       0.000      29.938      0.0000      0.0000 
         ~91       COMB4 Combination         Min       0.000       0.000      29.938      0.0000      0.0000 
         ~91       COMB5 Combination         Max       0.000       0.000      32.578      0.0000      0.0000 
         ~91       COMB5 Combination         Min       0.000       0.000      32.578      0.0000      0.0000 
         ~91       COMB6 Combination         Max       0.000       0.000      32.630      0.0000      0.0000 
         ~91       COMB6 Combination         Min       0.000       0.000      32.630      0.0000      0.0000 
         ~91       COMB7 Combination         Max       0.000       0.000      30.566      0.0000      0.0000 
         ~91       COMB7 Combination         Min       0.000       0.000      30.566      0.0000      0.0000 
         ~91       COMB8 Combination         Max       0.000       0.000      33.259      0.0000      0.0000 
         ~91       COMB8 Combination         Min       0.000       0.000      33.259      0.0000      0.0000 
         ~91       COMB9 Combination         Max       0.000       0.000      29.902      0.0000      0.0000 
         ~91       COMB9 Combination         Min       0.000       0.000      29.902      0.0000      0.0000 
         ~91      COMB10 Combination         Max       0.000       0.000      29.954      0.0000      0.0000 
         ~91      COMB10 Combination         Min       0.000       0.000      29.954      0.0000      0.0000 
         ~91      COMB11 Combination         Max       0.000       0.000      32.594      0.0000      0.0000 
         ~91      COMB11 Combination         Min       0.000       0.000      32.594      0.0000      0.0000 
         ~91      COMB12 Combination         Max       0.000       0.000      32.646      0.0000      0.0000 
         ~91      COMB12 Combination         Min       0.000       0.000      32.646      0.0000      0.0000 
         ~91      COMB13 Combination         Max       0.000       0.000      33.270      0.0000      0.0000 
         ~91      COMB13 Combination         Min       0.000       0.000      33.231      0.0000      0.0000 
         ~91      COMB14 Combination         Max       0.000       0.000      33.407      0.0000      0.0000 
         ~91      COMB14 Combination         Min       0.000       0.000      33.094      0.0000      0.0000 
         ~91         INV Combination         Max       0.000       0.000      33.407      0.0000      0.0000 
         ~91         INV Combination         Min       0.000       0.000      29.886      0.0000      0.0000 
         ~92          PP   LinStatic                   0.000       0.000      24.104      0.0000      0.0000 
         ~92        PERM   LinStatic                   0.000       0.000       6.417      0.0000      0.0000 
         ~92        NEVE   LinStatic                   0.000       0.000       2.680      0.0000      0.0000 
         ~92      VENTOX   LinStatic                   0.000       0.000      -0.662      0.0000      0.0000 
         ~92      VENTOY   LinStatic                   0.000       0.000      -0.611      0.0000      0.0000 
         ~92      SISMAX LinRespSpec         Max       0.000       0.000       0.022      0.0000      0.0000 
         ~92      SISMAY LinRespSpec         Max       0.000       0.000       0.151      0.0000      0.0000 
         ~92        TERM   LinStatic                   0.000       0.000  -6.276E-03      0.0000      0.0000 
         ~92       COMB1 Combination         Max       0.000       0.000      30.515      0.0000      0.0000 
         ~92       COMB1 Combination         Min       0.000       0.000      30.515      0.0000      0.0000 
         ~92       COMB2 Combination         Max       0.000       0.000      33.194      0.0000      0.0000 
         ~92       COMB2 Combination         Min       0.000       0.000      33.194      0.0000      0.0000 
         ~92       COMB3 Combination         Max       0.000       0.000      29.853      0.0000      0.0000 
         ~92       COMB3 Combination         Min       0.000       0.000      29.853      0.0000      0.0000 
         ~92       COMB4 Combination         Max       0.000       0.000      29.903      0.0000      0.0000 
         ~92       COMB4 Combination         Min       0.000       0.000      29.903      0.0000      0.0000 
         ~92       COMB5 Combination         Max       0.000       0.000      32.533      0.0000      0.0000 
         ~92       COMB5 Combination         Min       0.000       0.000      32.533      0.0000      0.0000 
         ~92       COMB6 Combination         Max       0.000       0.000      32.583      0.0000      0.0000 
         ~92       COMB6 Combination         Min       0.000       0.000      32.583      0.0000      0.0000 
         ~92       COMB7 Combination         Max       0.000       0.000      30.527      0.0000      0.0000 
         ~92       COMB7 Combination         Min       0.000       0.000      30.527      0.0000      0.0000 
         ~92       COMB8 Combination         Max       0.000       0.000      33.207      0.0000      0.0000 
         ~92       COMB8 Combination         Min       0.000       0.000      33.207      0.0000      0.0000 
         ~92       COMB9 Combination         Max       0.000       0.000      29.865      0.0000      0.0000 
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         ~92       COMB9 Combination         Min       0.000       0.000      29.865      0.0000      0.0000 
         ~92      COMB10 Combination         Max       0.000       0.000      29.916      0.0000      0.0000 
         ~92      COMB10 Combination         Min       0.000       0.000      29.916      0.0000      0.0000 
         ~92      COMB11 Combination         Max       0.000       0.000      32.545      0.0000      0.0000 
         ~92      COMB11 Combination         Min       0.000       0.000      32.545      0.0000      0.0000 
         ~92      COMB12 Combination         Max       0.000       0.000      32.596      0.0000      0.0000 
         ~92      COMB12 Combination         Min       0.000       0.000      32.596      0.0000      0.0000 
         ~92      COMB13 Combination         Max       0.000       0.000      33.223      0.0000      0.0000 
         ~92      COMB13 Combination         Min       0.000       0.000      33.179      0.0000      0.0000 
         ~92      COMB14 Combination         Max       0.000       0.000      33.351      0.0000      0.0000 
         ~92      COMB14 Combination         Min       0.000       0.000      33.050      0.0000      0.0000 
         ~92         INV Combination         Max       0.000       0.000      33.351      0.0000      0.0000 
         ~92         INV Combination         Min       0.000       0.000      29.853      0.0000      0.0000 
         ~93          PP   LinStatic                   0.000       0.000      24.082      0.0000      0.0000 
         ~93        PERM   LinStatic                   0.000       0.000       6.396      0.0000      0.0000 
         ~93        NEVE   LinStatic                   0.000       0.000       2.666      0.0000      0.0000 
         ~93      VENTOX   LinStatic                   0.000       0.000      -0.658      0.0000      0.0000 
         ~93      VENTOY   LinStatic                   0.000       0.000      -0.610      0.0000      0.0000 
         ~93      SISMAX LinRespSpec         Max       0.000       0.000       0.025      0.0000      0.0000 
         ~93      SISMAY LinRespSpec         Max       0.000       0.000       0.144      0.0000      0.0000 
         ~93        TERM   LinStatic                   0.000       0.000  -3.924E-03      0.0000      0.0000 
         ~93       COMB1 Combination         Max       0.000       0.000      30.474      0.0000      0.0000 
         ~93       COMB1 Combination         Min       0.000       0.000      30.474      0.0000      0.0000 
         ~93       COMB2 Combination         Max       0.000       0.000      33.140      0.0000      0.0000 
         ~93       COMB2 Combination         Min       0.000       0.000      33.140      0.0000      0.0000 
         ~93       COMB3 Combination         Max       0.000       0.000      29.816      0.0000      0.0000 
         ~93       COMB3 Combination         Min       0.000       0.000      29.816      0.0000      0.0000 
         ~93       COMB4 Combination         Max       0.000       0.000      29.864      0.0000      0.0000 
         ~93       COMB4 Combination         Min       0.000       0.000      29.864      0.0000      0.0000 
         ~93       COMB5 Combination         Max       0.000       0.000      32.482      0.0000      0.0000 
         ~93       COMB5 Combination         Min       0.000       0.000      32.482      0.0000      0.0000 
         ~93       COMB6 Combination         Max       0.000       0.000      32.530      0.0000      0.0000 
         ~93       COMB6 Combination         Min       0.000       0.000      32.530      0.0000      0.0000 
         ~93       COMB7 Combination         Max       0.000       0.000      30.482      0.0000      0.0000 
         ~93       COMB7 Combination         Min       0.000       0.000      30.482      0.0000      0.0000 
         ~93       COMB8 Combination         Max       0.000       0.000      33.148      0.0000      0.0000 
         ~93       COMB8 Combination         Min       0.000       0.000      33.148      0.0000      0.0000 
         ~93       COMB9 Combination         Max       0.000       0.000      29.824      0.0000      0.0000 
         ~93       COMB9 Combination         Min       0.000       0.000      29.824      0.0000      0.0000 
         ~93      COMB10 Combination         Max       0.000       0.000      29.872      0.0000      0.0000 
         ~93      COMB10 Combination         Min       0.000       0.000      29.872      0.0000      0.0000 
         ~93      COMB11 Combination         Max       0.000       0.000      32.490      0.0000      0.0000 
         ~93      COMB11 Combination         Min       0.000       0.000      32.490      0.0000      0.0000 
         ~93      COMB12 Combination         Max       0.000       0.000      32.538      0.0000      0.0000 
         ~93      COMB12 Combination         Min       0.000       0.000      32.538      0.0000      0.0000 
         ~93      COMB13 Combination         Max       0.000       0.000      33.170      0.0000      0.0000 
         ~93      COMB13 Combination         Min       0.000       0.000      33.119      0.0000      0.0000 
         ~93      COMB14 Combination         Max       0.000       0.000      33.288      0.0000      0.0000 
         ~93      COMB14 Combination         Min       0.000       0.000      33.000      0.0000      0.0000 
         ~93         INV Combination         Max       0.000       0.000      33.288      0.0000      0.0000 
         ~93         INV Combination         Min       0.000       0.000      29.816      0.0000      0.0000 
         ~94          PP   LinStatic                   0.000       0.000      24.064      0.0000      0.0000 
         ~94        PERM   LinStatic                   0.000       0.000       6.378      0.0000      0.0000 
         ~94        NEVE   LinStatic                   0.000       0.000       2.653      0.0000      0.0000 
         ~94      VENTOX   LinStatic                   0.000       0.000      -0.655      0.0000      0.0000 
         ~94      VENTOY   LinStatic                   0.000       0.000      -0.609      0.0000      0.0000 
         ~94      SISMAX LinRespSpec         Max       0.000       0.000       0.029      0.0000      0.0000 
         ~94      SISMAY LinRespSpec         Max       0.000       0.000       0.138      0.0000      0.0000 
         ~94        TERM   LinStatic                   0.000       0.000  -1.281E-03      0.0000      0.0000 
         ~94       COMB1 Combination         Max       0.000       0.000      30.440      0.0000      0.0000 
         ~94       COMB1 Combination         Min       0.000       0.000      30.440      0.0000      0.0000 
         ~94       COMB2 Combination         Max       0.000       0.000      33.094      0.0000      0.0000 
         ~94       COMB2 Combination         Min       0.000       0.000      33.094      0.0000      0.0000 
         ~94       COMB3 Combination         Max       0.000       0.000      29.785      0.0000      0.0000 
         ~94       COMB3 Combination         Min       0.000       0.000      29.785      0.0000      0.0000 
         ~94       COMB4 Combination         Max       0.000       0.000      29.832      0.0000      0.0000 
         ~94       COMB4 Combination         Min       0.000       0.000      29.832      0.0000      0.0000 
         ~94       COMB5 Combination         Max       0.000       0.000      32.438      0.0000      0.0000 
         ~94       COMB5 Combination         Min       0.000       0.000      32.438      0.0000      0.0000 
         ~94       COMB6 Combination         Max       0.000       0.000      32.485      0.0000      0.0000 
         ~94       COMB6 Combination         Min       0.000       0.000      32.485      0.0000      0.0000 
         ~94       COMB7 Combination         Max       0.000       0.000      30.443      0.0000      0.0000 
         ~94       COMB7 Combination         Min       0.000       0.000      30.443      0.0000      0.0000 
         ~94       COMB8 Combination         Max       0.000       0.000      33.096      0.0000      0.0000 
         ~94       COMB8 Combination         Min       0.000       0.000      33.096      0.0000      0.0000 
         ~94       COMB9 Combination         Max       0.000       0.000      29.788      0.0000      0.0000 
         ~94       COMB9 Combination         Min       0.000       0.000      29.788      0.0000      0.0000 
         ~94      COMB10 Combination         Max       0.000       0.000      29.834      0.0000      0.0000 
         ~94      COMB10 Combination         Min       0.000       0.000      29.834      0.0000      0.0000 
         ~94      COMB11 Combination         Max       0.000       0.000      32.441      0.0000      0.0000 
         ~94      COMB11 Combination         Min       0.000       0.000      32.441      0.0000      0.0000 
         ~94      COMB12 Combination         Max       0.000       0.000      32.488      0.0000      0.0000 
         ~94      COMB12 Combination         Min       0.000       0.000      32.488      0.0000      0.0000 
         ~94      COMB13 Combination         Max       0.000       0.000      33.124      0.0000      0.0000 
         ~94      COMB13 Combination         Min       0.000       0.000      33.066      0.0000      0.0000 
         ~94      COMB14 Combination         Max       0.000       0.000      33.232      0.0000      0.0000 
         ~94      COMB14 Combination         Min       0.000       0.000      32.957      0.0000      0.0000 
         ~94         INV Combination         Max       0.000       0.000      33.232      0.0000      0.0000 
         ~94         INV Combination         Min       0.000       0.000      29.785      0.0000      0.0000 
         ~95          PP   LinStatic                   0.000       0.000      24.051      0.0000      0.0000 
         ~95        PERM   LinStatic                   0.000       0.000       6.359      0.0000      0.0000 
         ~95        NEVE   LinStatic                   0.000       0.000       2.640      0.0000      0.0000 
         ~95      VENTOX   LinStatic                   0.000       0.000      -0.652      0.0000      0.0000 
         ~95      VENTOY   LinStatic                   0.000       0.000      -0.607      0.0000      0.0000 
         ~95      SISMAX LinRespSpec         Max       0.000       0.000       0.032      0.0000      0.0000 
         ~95      SISMAY LinRespSpec         Max       0.000       0.000       0.131      0.0000      0.0000 
         ~95        TERM   LinStatic                   0.000       0.000   1.686E-03      0.0000      0.0000 
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         ~95       COMB1 Combination         Max       0.000       0.000      30.411      0.0000      0.0000 
         ~95       COMB1 Combination         Min       0.000       0.000      30.411      0.0000      0.0000 
         ~95       COMB2 Combination         Max       0.000       0.000      33.052      0.0000      0.0000 
         ~95       COMB2 Combination         Min       0.000       0.000      33.052      0.0000      0.0000 
         ~95       COMB3 Combination         Max       0.000       0.000      29.759      0.0000      0.0000 
         ~95       COMB3 Combination         Min       0.000       0.000      29.759      0.0000      0.0000 
         ~95       COMB4 Combination         Max       0.000       0.000      29.804      0.0000      0.0000 
         ~95       COMB4 Combination         Min       0.000       0.000      29.804      0.0000      0.0000 
         ~95       COMB5 Combination         Max       0.000       0.000      32.399      0.0000      0.0000 
         ~95       COMB5 Combination         Min       0.000       0.000      32.399      0.0000      0.0000 
         ~95       COMB6 Combination         Max       0.000       0.000      32.444      0.0000      0.0000 
         ~95       COMB6 Combination         Min       0.000       0.000      32.444      0.0000      0.0000 
         ~95       COMB7 Combination         Max       0.000       0.000      30.408      0.0000      0.0000 
         ~95       COMB7 Combination         Min       0.000       0.000      30.408      0.0000      0.0000 
         ~95       COMB8 Combination         Max       0.000       0.000      33.048      0.0000      0.0000 
         ~95       COMB8 Combination         Min       0.000       0.000      33.048      0.0000      0.0000 
         ~95       COMB9 Combination         Max       0.000       0.000      29.756      0.0000      0.0000 
         ~95       COMB9 Combination         Min       0.000       0.000      29.756      0.0000      0.0000 
         ~95      COMB10 Combination         Max       0.000       0.000      29.801      0.0000      0.0000 
         ~95      COMB10 Combination         Min       0.000       0.000      29.801      0.0000      0.0000 
         ~95      COMB11 Combination         Max       0.000       0.000      32.396      0.0000      0.0000 
         ~95      COMB11 Combination         Min       0.000       0.000      32.396      0.0000      0.0000 
         ~95      COMB12 Combination         Max       0.000       0.000      32.441      0.0000      0.0000 
         ~95      COMB12 Combination         Min       0.000       0.000      32.441      0.0000      0.0000 
         ~95      COMB13 Combination         Max       0.000       0.000      33.082      0.0000      0.0000 
         ~95      COMB13 Combination         Min       0.000       0.000      33.018      0.0000      0.0000 
         ~95      COMB14 Combination         Max       0.000       0.000      33.181      0.0000      0.0000 
         ~95      COMB14 Combination         Min       0.000       0.000      32.919      0.0000      0.0000 
         ~95         INV Combination         Max       0.000       0.000      33.181      0.0000      0.0000 
         ~95         INV Combination         Min       0.000       0.000      29.756      0.0000      0.0000 
         ~96          PP   LinStatic                   0.000       0.000      24.046      0.0000      0.0000 
         ~96        PERM   LinStatic                   0.000       0.000       6.344      0.0000      0.0000 
         ~96        NEVE   LinStatic                   0.000       0.000       2.630      0.0000      0.0000 
         ~96      VENTOX   LinStatic                   0.000       0.000      -0.650      0.0000      0.0000 
         ~96      VENTOY   LinStatic                   0.000       0.000      -0.606      0.0000      0.0000 
         ~96      SISMAX LinRespSpec         Max       0.000       0.000       0.036      0.0000      0.0000 
         ~96      SISMAY LinRespSpec         Max       0.000       0.000       0.125      0.0000      0.0000 
         ~96        TERM   LinStatic                   0.000       0.000   4.329E-03      0.0000      0.0000 
         ~96       COMB1 Combination         Max       0.000       0.000      30.394      0.0000      0.0000 
         ~96       COMB1 Combination         Min       0.000       0.000      30.394      0.0000      0.0000 
         ~96       COMB2 Combination         Max       0.000       0.000      33.023      0.0000      0.0000 
         ~96       COMB2 Combination         Min       0.000       0.000      33.023      0.0000      0.0000 
         ~96       COMB3 Combination         Max       0.000       0.000      29.744      0.0000      0.0000 
         ~96       COMB3 Combination         Min       0.000       0.000      29.744      0.0000      0.0000 
         ~96       COMB4 Combination         Max       0.000       0.000      29.787      0.0000      0.0000 
         ~96       COMB4 Combination         Min       0.000       0.000      29.787      0.0000      0.0000 
         ~96       COMB5 Combination         Max       0.000       0.000      32.374      0.0000      0.0000 
         ~96       COMB5 Combination         Min       0.000       0.000      32.374      0.0000      0.0000 
         ~96       COMB6 Combination         Max       0.000       0.000      32.417      0.0000      0.0000 
         ~96       COMB6 Combination         Min       0.000       0.000      32.417      0.0000      0.0000 
         ~96       COMB7 Combination         Max       0.000       0.000      30.385      0.0000      0.0000 
         ~96       COMB7 Combination         Min       0.000       0.000      30.385      0.0000      0.0000 
         ~96       COMB8 Combination         Max       0.000       0.000      33.015      0.0000      0.0000 
         ~96       COMB8 Combination         Min       0.000       0.000      33.015      0.0000      0.0000 
         ~96       COMB9 Combination         Max       0.000       0.000      29.735      0.0000      0.0000 
         ~96       COMB9 Combination         Min       0.000       0.000      29.735      0.0000      0.0000 
         ~96      COMB10 Combination         Max       0.000       0.000      29.778      0.0000      0.0000 
         ~96      COMB10 Combination         Min       0.000       0.000      29.778      0.0000      0.0000 
         ~96      COMB11 Combination         Max       0.000       0.000      32.365      0.0000      0.0000 
         ~96      COMB11 Combination         Min       0.000       0.000      32.365      0.0000      0.0000 
         ~96      COMB12 Combination         Max       0.000       0.000      32.408      0.0000      0.0000 
         ~96      COMB12 Combination         Min       0.000       0.000      32.408      0.0000      0.0000 
         ~96      COMB13 Combination         Max       0.000       0.000      33.055      0.0000      0.0000 
         ~96      COMB13 Combination         Min       0.000       0.000      32.984      0.0000      0.0000 
         ~96      COMB14 Combination         Max       0.000       0.000      33.144      0.0000      0.0000 
         ~96      COMB14 Combination         Min       0.000       0.000      32.895      0.0000      0.0000 
         ~96         INV Combination         Max       0.000       0.000      33.144      0.0000      0.0000 
         ~96         INV Combination         Min       0.000       0.000      29.735      0.0000      0.0000 
         ~97          PP   LinStatic                   0.000       0.000      24.023      0.0000      0.0000 
         ~97        PERM   LinStatic                   0.000       0.000       6.323      0.0000      0.0000 
         ~97        NEVE   LinStatic                   0.000       0.000       2.616      0.0000      0.0000 
         ~97      VENTOX   LinStatic                   0.000       0.000      -0.646      0.0000      0.0000 
         ~97      VENTOY   LinStatic                   0.000       0.000      -0.682      0.0000      0.0000 
         ~97      SISMAX LinRespSpec         Max       0.000       0.000       0.040      0.0000      0.0000 
         ~97      SISMAY LinRespSpec         Max       0.000       0.000       0.117      0.0000      0.0000 
         ~97        TERM   LinStatic                   0.000       0.000   8.400E-03      0.0000      0.0000 
         ~97       COMB1 Combination         Max       0.000       0.000      30.354      0.0000      0.0000 
         ~97       COMB1 Combination         Min       0.000       0.000      30.354      0.0000      0.0000 
         ~97       COMB2 Combination         Max       0.000       0.000      32.970      0.0000      0.0000 
         ~97       COMB2 Combination         Min       0.000       0.000      32.970      0.0000      0.0000 
         ~97       COMB3 Combination         Max       0.000       0.000      29.708      0.0000      0.0000 
         ~97       COMB3 Combination         Min       0.000       0.000      29.708      0.0000      0.0000 
         ~97       COMB4 Combination         Max       0.000       0.000      29.672      0.0000      0.0000 
         ~97       COMB4 Combination         Min       0.000       0.000      29.672      0.0000      0.0000 
         ~97       COMB5 Combination         Max       0.000       0.000      32.324      0.0000      0.0000 
         ~97       COMB5 Combination         Min       0.000       0.000      32.324      0.0000      0.0000 
         ~97       COMB6 Combination         Max       0.000       0.000      32.288      0.0000      0.0000 
         ~97       COMB6 Combination         Min       0.000       0.000      32.288      0.0000      0.0000 
         ~97       COMB7 Combination         Max       0.000       0.000      30.338      0.0000      0.0000 
         ~97       COMB7 Combination         Min       0.000       0.000      30.338      0.0000      0.0000 
         ~97       COMB8 Combination         Max       0.000       0.000      32.953      0.0000      0.0000 
         ~97       COMB8 Combination         Min       0.000       0.000      32.953      0.0000      0.0000 
         ~97       COMB9 Combination         Max       0.000       0.000      29.691      0.0000      0.0000 
         ~97       COMB9 Combination         Min       0.000       0.000      29.691      0.0000      0.0000 
         ~97      COMB10 Combination         Max       0.000       0.000      29.655      0.0000      0.0000 
         ~97      COMB10 Combination         Min       0.000       0.000      29.655      0.0000      0.0000 
         ~97      COMB11 Combination         Max       0.000       0.000      32.307      0.0000      0.0000 
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         ~97      COMB11 Combination         Min       0.000       0.000      32.307      0.0000      0.0000 
         ~97      COMB12 Combination         Max       0.000       0.000      32.271      0.0000      0.0000 
         ~97      COMB12 Combination         Min       0.000       0.000      32.271      0.0000      0.0000 
         ~97      COMB13 Combination         Max       0.000       0.000      33.002      0.0000      0.0000 
         ~97      COMB13 Combination         Min       0.000       0.000      32.921      0.0000      0.0000 
         ~97      COMB14 Combination         Max       0.000       0.000      33.079      0.0000      0.0000 
         ~97      COMB14 Combination         Min       0.000       0.000      32.845      0.0000      0.0000 
         ~97         INV Combination         Max       0.000       0.000      33.079      0.0000      0.0000 
         ~97         INV Combination         Min       0.000       0.000      29.655      0.0000      0.0000 
         ~98          PP   LinStatic                   0.000       0.000      23.988      0.0000      0.0000 
         ~98        PERM   LinStatic                   0.000       0.000       6.302      0.0000      0.0000 
         ~98        NEVE   LinStatic                   0.000       0.000       2.602      0.0000      0.0000 
         ~98      VENTOX   LinStatic                   0.000       0.000      -0.642      0.0000      0.0000 
         ~98      VENTOY   LinStatic                   0.000       0.000      -0.677      0.0000      0.0000 
         ~98      SISMAX LinRespSpec         Max       0.000       0.000       0.045      0.0000      0.0000 
         ~98      SISMAY LinRespSpec         Max       0.000       0.000       0.110      0.0000      0.0000 
         ~98        TERM   LinStatic                   0.000       0.000       0.013      0.0000      0.0000 
         ~98       COMB1 Combination         Max       0.000       0.000      30.303      0.0000      0.0000 
         ~98       COMB1 Combination         Min       0.000       0.000      30.303      0.0000      0.0000 
         ~98       COMB2 Combination         Max       0.000       0.000      32.905      0.0000      0.0000 
         ~98       COMB2 Combination         Min       0.000       0.000      32.905      0.0000      0.0000 
         ~98       COMB3 Combination         Max       0.000       0.000      29.661      0.0000      0.0000 
         ~98       COMB3 Combination         Min       0.000       0.000      29.661      0.0000      0.0000 
         ~98       COMB4 Combination         Max       0.000       0.000      29.627      0.0000      0.0000 
         ~98       COMB4 Combination         Min       0.000       0.000      29.627      0.0000      0.0000 
         ~98       COMB5 Combination         Max       0.000       0.000      32.262      0.0000      0.0000 
         ~98       COMB5 Combination         Min       0.000       0.000      32.262      0.0000      0.0000 
         ~98       COMB6 Combination         Max       0.000       0.000      32.228      0.0000      0.0000 
         ~98       COMB6 Combination         Min       0.000       0.000      32.228      0.0000      0.0000 
         ~98       COMB7 Combination         Max       0.000       0.000      30.278      0.0000      0.0000 
         ~98       COMB7 Combination         Min       0.000       0.000      30.278      0.0000      0.0000 
         ~98       COMB8 Combination         Max       0.000       0.000      32.879      0.0000      0.0000 
         ~98       COMB8 Combination         Min       0.000       0.000      32.879      0.0000      0.0000 
         ~98       COMB9 Combination         Max       0.000       0.000      29.635      0.0000      0.0000 
         ~98       COMB9 Combination         Min       0.000       0.000      29.635      0.0000      0.0000 
         ~98      COMB10 Combination         Max       0.000       0.000      29.601      0.0000      0.0000 
         ~98      COMB10 Combination         Min       0.000       0.000      29.601      0.0000      0.0000 
         ~98      COMB11 Combination         Max       0.000       0.000      32.237      0.0000      0.0000 
         ~98      COMB11 Combination         Min       0.000       0.000      32.237      0.0000      0.0000 
         ~98      COMB12 Combination         Max       0.000       0.000      32.202      0.0000      0.0000 
         ~98      COMB12 Combination         Min       0.000       0.000      32.202      0.0000      0.0000 
         ~98      COMB13 Combination         Max       0.000       0.000      32.937      0.0000      0.0000 
         ~98      COMB13 Combination         Min       0.000       0.000      32.847      0.0000      0.0000 
         ~98      COMB14 Combination         Max       0.000       0.000      33.002      0.0000      0.0000 
         ~98      COMB14 Combination         Min       0.000       0.000      32.782      0.0000      0.0000 
         ~98         INV Combination         Max       0.000       0.000      33.002      0.0000      0.0000 
         ~98         INV Combination         Min       0.000       0.000      29.601      0.0000      0.0000 
         ~99          PP   LinStatic                   0.000       0.000      23.957      0.0000      0.0000 
         ~99        PERM   LinStatic                   0.000       0.000       6.281      0.0000      0.0000 
         ~99        NEVE   LinStatic                   0.000       0.000       2.587      0.0000      0.0000 
         ~99      VENTOX   LinStatic                   0.000       0.000      -0.639      0.0000      0.0000 
         ~99      VENTOY   LinStatic                   0.000       0.000      -0.671      0.0000      0.0000 
         ~99      SISMAX LinRespSpec         Max       0.000       0.000       0.051      0.0000      0.0000 
         ~99      SISMAY LinRespSpec         Max       0.000       0.000       0.102      0.0000      0.0000 
         ~99        TERM   LinStatic                   0.000       0.000       0.018      0.0000      0.0000 
         ~99       COMB1 Combination         Max       0.000       0.000      30.255      0.0000      0.0000 
         ~99       COMB1 Combination         Min       0.000       0.000      30.255      0.0000      0.0000 
         ~99       COMB2 Combination         Max       0.000       0.000      32.842      0.0000      0.0000 
         ~99       COMB2 Combination         Min       0.000       0.000      32.842      0.0000      0.0000 
         ~99       COMB3 Combination         Max       0.000       0.000      29.617      0.0000      0.0000 
         ~99       COMB3 Combination         Min       0.000       0.000      29.617      0.0000      0.0000 
         ~99       COMB4 Combination         Max       0.000       0.000      29.584      0.0000      0.0000 
         ~99       COMB4 Combination         Min       0.000       0.000      29.584      0.0000      0.0000 
         ~99       COMB5 Combination         Max       0.000       0.000      32.203      0.0000      0.0000 
         ~99       COMB5 Combination         Min       0.000       0.000      32.203      0.0000      0.0000 
         ~99       COMB6 Combination         Max       0.000       0.000      32.171      0.0000      0.0000 
         ~99       COMB6 Combination         Min       0.000       0.000      32.171      0.0000      0.0000 
         ~99       COMB7 Combination         Max       0.000       0.000      30.219      0.0000      0.0000 
         ~99       COMB7 Combination         Min       0.000       0.000      30.219      0.0000      0.0000 
         ~99       COMB8 Combination         Max       0.000       0.000      32.806      0.0000      0.0000 
         ~99       COMB8 Combination         Min       0.000       0.000      32.806      0.0000      0.0000 
         ~99       COMB9 Combination         Max       0.000       0.000      29.581      0.0000      0.0000 
         ~99       COMB9 Combination         Min       0.000       0.000      29.581      0.0000      0.0000 
         ~99      COMB10 Combination         Max       0.000       0.000      29.548      0.0000      0.0000 
         ~99      COMB10 Combination         Min       0.000       0.000      29.548      0.0000      0.0000 
         ~99      COMB11 Combination         Max       0.000       0.000      32.167      0.0000      0.0000 
         ~99      COMB11 Combination         Min       0.000       0.000      32.167      0.0000      0.0000 
         ~99      COMB12 Combination         Max       0.000       0.000      32.135      0.0000      0.0000 
         ~99      COMB12 Combination         Min       0.000       0.000      32.135      0.0000      0.0000 
         ~99      COMB13 Combination         Max       0.000       0.000      32.875      0.0000      0.0000 
         ~99      COMB13 Combination         Min       0.000       0.000      32.773      0.0000      0.0000 
         ~99      COMB14 Combination         Max       0.000       0.000      32.926      0.0000      0.0000 
         ~99      COMB14 Combination         Min       0.000       0.000      32.722      0.0000      0.0000 
         ~99         INV Combination         Max       0.000       0.000      32.926      0.0000      0.0000 
         ~99         INV Combination         Min       0.000       0.000      29.548      0.0000      0.0000 
        ~100          PP   LinStatic                   0.000       0.000      23.935      0.0000      0.0000 
        ~100        PERM   LinStatic                   0.000       0.000       6.263      0.0000      0.0000 
        ~100        NEVE   LinStatic                   0.000       0.000       2.575      0.0000      0.0000 
        ~100      VENTOX   LinStatic                   0.000       0.000      -0.635      0.0000      0.0000 
        ~100      VENTOY   LinStatic                   0.000       0.000      -0.666      0.0000      0.0000 
        ~100      SISMAX LinRespSpec         Max       0.000       0.000       0.056      0.0000      0.0000 
        ~100      SISMAY LinRespSpec         Max       0.000       0.000       0.094      0.0000      0.0000 
        ~100        TERM   LinStatic                   0.000       0.000       0.022      0.0000      0.0000 
        ~100       COMB1 Combination         Max       0.000       0.000      30.220      0.0000      0.0000 
        ~100       COMB1 Combination         Min       0.000       0.000      30.220      0.0000      0.0000 
        ~100       COMB2 Combination         Max       0.000       0.000      32.795      0.0000      0.0000 
        ~100       COMB2 Combination         Min       0.000       0.000      32.795      0.0000      0.0000 
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        ~100       COMB3 Combination         Max       0.000       0.000      29.585      0.0000      0.0000 
        ~100       COMB3 Combination         Min       0.000       0.000      29.585      0.0000      0.0000 
        ~100       COMB4 Combination         Max       0.000       0.000      29.555      0.0000      0.0000 
        ~100       COMB4 Combination         Min       0.000       0.000      29.555      0.0000      0.0000 
        ~100       COMB5 Combination         Max       0.000       0.000      32.160      0.0000      0.0000 
        ~100       COMB5 Combination         Min       0.000       0.000      32.160      0.0000      0.0000 
        ~100       COMB6 Combination         Max       0.000       0.000      32.129      0.0000      0.0000 
        ~100       COMB6 Combination         Min       0.000       0.000      32.129      0.0000      0.0000 
        ~100       COMB7 Combination         Max       0.000       0.000      30.175      0.0000      0.0000 
        ~100       COMB7 Combination         Min       0.000       0.000      30.175      0.0000      0.0000 
        ~100       COMB8 Combination         Max       0.000       0.000      32.750      0.0000      0.0000 
        ~100       COMB8 Combination         Min       0.000       0.000      32.750      0.0000      0.0000 
        ~100       COMB9 Combination         Max       0.000       0.000      29.540      0.0000      0.0000 
        ~100       COMB9 Combination         Min       0.000       0.000      29.540      0.0000      0.0000 
        ~100      COMB10 Combination         Max       0.000       0.000      29.510      0.0000      0.0000 
        ~100      COMB10 Combination         Min       0.000       0.000      29.510      0.0000      0.0000 
        ~100      COMB11 Combination         Max       0.000       0.000      32.115      0.0000      0.0000 
        ~100      COMB11 Combination         Min       0.000       0.000      32.115      0.0000      0.0000 
        ~100      COMB12 Combination         Max       0.000       0.000      32.084      0.0000      0.0000 
        ~100      COMB12 Combination         Min       0.000       0.000      32.084      0.0000      0.0000 
        ~100      COMB13 Combination         Max       0.000       0.000      32.828      0.0000      0.0000 
        ~100      COMB13 Combination         Min       0.000       0.000      32.717      0.0000      0.0000 
        ~100      COMB14 Combination         Max       0.000       0.000      32.867      0.0000      0.0000 
        ~100      COMB14 Combination         Min       0.000       0.000      32.678      0.0000      0.0000 
        ~100         INV Combination         Max       0.000       0.000      32.867      0.0000      0.0000 
        ~100         INV Combination         Min       0.000       0.000      29.510      0.0000      0.0000 
        ~101          PP   LinStatic                   0.000       0.000      24.023      0.0000      0.0000 
        ~101        PERM   LinStatic                   0.000       0.000       6.323      0.0000      0.0000 
        ~101        NEVE   LinStatic                   0.000       0.000       2.616      0.0000      0.0000 
        ~101      VENTOX   LinStatic                   0.000       0.000      -0.646      0.0000      0.0000 
        ~101      VENTOY   LinStatic                   0.000       0.000      -0.605      0.0000      0.0000 
        ~101      SISMAX LinRespSpec         Max       0.000       0.000       0.040      0.0000      0.0000 
        ~101      SISMAY LinRespSpec         Max       0.000       0.000       0.117      0.0000      0.0000 
        ~101        TERM   LinStatic                   0.000       0.000   8.400E-03      0.0000      0.0000 
        ~101       COMB1 Combination         Max       0.000       0.000      30.354      0.0000      0.0000 
        ~101       COMB1 Combination         Min       0.000       0.000      30.354      0.0000      0.0000 
        ~101       COMB2 Combination         Max       0.000       0.000      32.970      0.0000      0.0000 
        ~101       COMB2 Combination         Min       0.000       0.000      32.970      0.0000      0.0000 
        ~101       COMB3 Combination         Max       0.000       0.000      29.708      0.0000      0.0000 
        ~101       COMB3 Combination         Min       0.000       0.000      29.708      0.0000      0.0000 
        ~101       COMB4 Combination         Max       0.000       0.000      29.749      0.0000      0.0000 
        ~101       COMB4 Combination         Min       0.000       0.000      29.749      0.0000      0.0000 
        ~101       COMB5 Combination         Max       0.000       0.000      32.324      0.0000      0.0000 
        ~101       COMB5 Combination         Min       0.000       0.000      32.324      0.0000      0.0000 
        ~101       COMB6 Combination         Max       0.000       0.000      32.365      0.0000      0.0000 
        ~101       COMB6 Combination         Min       0.000       0.000      32.365      0.0000      0.0000 
        ~101       COMB7 Combination         Max       0.000       0.000      30.338      0.0000      0.0000 
        ~101       COMB7 Combination         Min       0.000       0.000      30.338      0.0000      0.0000 
        ~101       COMB8 Combination         Max       0.000       0.000      32.953      0.0000      0.0000 
        ~101       COMB8 Combination         Min       0.000       0.000      32.953      0.0000      0.0000 
        ~101       COMB9 Combination         Max       0.000       0.000      29.691      0.0000      0.0000 
        ~101       COMB9 Combination         Min       0.000       0.000      29.691      0.0000      0.0000 
        ~101      COMB10 Combination         Max       0.000       0.000      29.732      0.0000      0.0000 
        ~101      COMB10 Combination         Min       0.000       0.000      29.732      0.0000      0.0000 
        ~101      COMB11 Combination         Max       0.000       0.000      32.307      0.0000      0.0000 
        ~101      COMB11 Combination         Min       0.000       0.000      32.307      0.0000      0.0000 
        ~101      COMB12 Combination         Max       0.000       0.000      32.348      0.0000      0.0000 
        ~101      COMB12 Combination         Min       0.000       0.000      32.348      0.0000      0.0000 
        ~101      COMB13 Combination         Max       0.000       0.000      33.002      0.0000      0.0000 
        ~101      COMB13 Combination         Min       0.000       0.000      32.921      0.0000      0.0000 
        ~101      COMB14 Combination         Max       0.000       0.000      33.079      0.0000      0.0000 
        ~101      COMB14 Combination         Min       0.000       0.000      32.845      0.0000      0.0000 
        ~101         INV Combination         Max       0.000       0.000      33.079      0.0000      0.0000 
        ~101         INV Combination         Min       0.000       0.000      29.691      0.0000      0.0000 
        ~102          PP   LinStatic                   0.000       0.000      23.988      0.0000      0.0000 
        ~102        PERM   LinStatic                   0.000       0.000       6.302      0.0000      0.0000 
        ~102        NEVE   LinStatic                   0.000       0.000       2.602      0.0000      0.0000 
        ~102      VENTOX   LinStatic                   0.000       0.000      -0.642      0.0000      0.0000 
        ~102      VENTOY   LinStatic                   0.000       0.000      -0.604      0.0000      0.0000 
        ~102      SISMAX LinRespSpec         Max       0.000       0.000       0.045      0.0000      0.0000 
        ~102      SISMAY LinRespSpec         Max       0.000       0.000       0.110      0.0000      0.0000 
        ~102        TERM   LinStatic                   0.000       0.000       0.013      0.0000      0.0000 
        ~102       COMB1 Combination         Max       0.000       0.000      30.303      0.0000      0.0000 
        ~102       COMB1 Combination         Min       0.000       0.000      30.303      0.0000      0.0000 
        ~102       COMB2 Combination         Max       0.000       0.000      32.905      0.0000      0.0000 
        ~102       COMB2 Combination         Min       0.000       0.000      32.905      0.0000      0.0000 
        ~102       COMB3 Combination         Max       0.000       0.000      29.661      0.0000      0.0000 
        ~102       COMB3 Combination         Min       0.000       0.000      29.661      0.0000      0.0000 
        ~102       COMB4 Combination         Max       0.000       0.000      29.700      0.0000      0.0000 
        ~102       COMB4 Combination         Min       0.000       0.000      29.700      0.0000      0.0000 
        ~102       COMB5 Combination         Max       0.000       0.000      32.262      0.0000      0.0000 
        ~102       COMB5 Combination         Min       0.000       0.000      32.262      0.0000      0.0000 
        ~102       COMB6 Combination         Max       0.000       0.000      32.301      0.0000      0.0000 
        ~102       COMB6 Combination         Min       0.000       0.000      32.301      0.0000      0.0000 
        ~102       COMB7 Combination         Max       0.000       0.000      30.278      0.0000      0.0000 
        ~102       COMB7 Combination         Min       0.000       0.000      30.278      0.0000      0.0000 
        ~102       COMB8 Combination         Max       0.000       0.000      32.879      0.0000      0.0000 
        ~102       COMB8 Combination         Min       0.000       0.000      32.879      0.0000      0.0000 
        ~102       COMB9 Combination         Max       0.000       0.000      29.635      0.0000      0.0000 
        ~102       COMB9 Combination         Min       0.000       0.000      29.635      0.0000      0.0000 
        ~102      COMB10 Combination         Max       0.000       0.000      29.674      0.0000      0.0000 
        ~102      COMB10 Combination         Min       0.000       0.000      29.674      0.0000      0.0000 
        ~102      COMB11 Combination         Max       0.000       0.000      32.237      0.0000      0.0000 
        ~102      COMB11 Combination         Min       0.000       0.000      32.237      0.0000      0.0000 
        ~102      COMB12 Combination         Max       0.000       0.000      32.275      0.0000      0.0000 
        ~102      COMB12 Combination         Min       0.000       0.000      32.275      0.0000      0.0000 
        ~102      COMB13 Combination         Max       0.000       0.000      32.937      0.0000      0.0000 
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        ~102      COMB13 Combination         Min       0.000       0.000      32.847      0.0000      0.0000 
        ~102      COMB14 Combination         Max       0.000       0.000      33.002      0.0000      0.0000 
        ~102      COMB14 Combination         Min       0.000       0.000      32.782      0.0000      0.0000 
        ~102         INV Combination         Max       0.000       0.000      33.002      0.0000      0.0000 
        ~102         INV Combination         Min       0.000       0.000      29.635      0.0000      0.0000 
        ~103          PP   LinStatic                   0.000       0.000      23.957      0.0000      0.0000 
        ~103        PERM   LinStatic                   0.000       0.000       6.281      0.0000      0.0000 
        ~103        NEVE   LinStatic                   0.000       0.000       2.587      0.0000      0.0000 
        ~103      VENTOX   LinStatic                   0.000       0.000      -0.639      0.0000      0.0000 
        ~103      VENTOY   LinStatic                   0.000       0.000      -0.602      0.0000      0.0000 
        ~103      SISMAX LinRespSpec         Max       0.000       0.000       0.051      0.0000      0.0000 
        ~103      SISMAY LinRespSpec         Max       0.000       0.000       0.102      0.0000      0.0000 
        ~103        TERM   LinStatic                   0.000       0.000       0.018      0.0000      0.0000 
        ~103       COMB1 Combination         Max       0.000       0.000      30.255      0.0000      0.0000 
        ~103       COMB1 Combination         Min       0.000       0.000      30.255      0.0000      0.0000 
        ~103       COMB2 Combination         Max       0.000       0.000      32.842      0.0000      0.0000 
        ~103       COMB2 Combination         Min       0.000       0.000      32.842      0.0000      0.0000 
        ~103       COMB3 Combination         Max       0.000       0.000      29.617      0.0000      0.0000 
        ~103       COMB3 Combination         Min       0.000       0.000      29.617      0.0000      0.0000 
        ~103       COMB4 Combination         Max       0.000       0.000      29.653      0.0000      0.0000 
        ~103       COMB4 Combination         Min       0.000       0.000      29.653      0.0000      0.0000 
        ~103       COMB5 Combination         Max       0.000       0.000      32.203      0.0000      0.0000 
        ~103       COMB5 Combination         Min       0.000       0.000      32.203      0.0000      0.0000 
        ~103       COMB6 Combination         Max       0.000       0.000      32.239      0.0000      0.0000 
        ~103       COMB6 Combination         Min       0.000       0.000      32.239      0.0000      0.0000 
        ~103       COMB7 Combination         Max       0.000       0.000      30.219      0.0000      0.0000 
        ~103       COMB7 Combination         Min       0.000       0.000      30.219      0.0000      0.0000 
        ~103       COMB8 Combination         Max       0.000       0.000      32.806      0.0000      0.0000 
        ~103       COMB8 Combination         Min       0.000       0.000      32.806      0.0000      0.0000 
        ~103       COMB9 Combination         Max       0.000       0.000      29.581      0.0000      0.0000 
        ~103       COMB9 Combination         Min       0.000       0.000      29.581      0.0000      0.0000 
        ~103      COMB10 Combination         Max       0.000       0.000      29.617      0.0000      0.0000 
        ~103      COMB10 Combination         Min       0.000       0.000      29.617      0.0000      0.0000 
        ~103      COMB11 Combination         Max       0.000       0.000      32.167      0.0000      0.0000 
        ~103      COMB11 Combination         Min       0.000       0.000      32.167      0.0000      0.0000 
        ~103      COMB12 Combination         Max       0.000       0.000      32.204      0.0000      0.0000 
        ~103      COMB12 Combination         Min       0.000       0.000      32.204      0.0000      0.0000 
        ~103      COMB13 Combination         Max       0.000       0.000      32.875      0.0000      0.0000 
        ~103      COMB13 Combination         Min       0.000       0.000      32.773      0.0000      0.0000 
        ~103      COMB14 Combination         Max       0.000       0.000      32.926      0.0000      0.0000 
        ~103      COMB14 Combination         Min       0.000       0.000      32.722      0.0000      0.0000 
        ~103         INV Combination         Max       0.000       0.000      32.926      0.0000      0.0000 
        ~103         INV Combination         Min       0.000       0.000      29.581      0.0000      0.0000 
        ~104          PP   LinStatic                   0.000       0.000      23.935      0.0000      0.0000 
        ~104        PERM   LinStatic                   0.000       0.000       6.263      0.0000      0.0000 
        ~104        NEVE   LinStatic                   0.000       0.000       2.575      0.0000      0.0000 
        ~104      VENTOX   LinStatic                   0.000       0.000      -0.635      0.0000      0.0000 
        ~104      VENTOY   LinStatic                   0.000       0.000      -0.602      0.0000      0.0000 
        ~104      SISMAX LinRespSpec         Max       0.000       0.000       0.056      0.0000      0.0000 
        ~104      SISMAY LinRespSpec         Max       0.000       0.000       0.094      0.0000      0.0000 
        ~104        TERM   LinStatic                   0.000       0.000       0.022      0.0000      0.0000 
        ~104       COMB1 Combination         Max       0.000       0.000      30.220      0.0000      0.0000 
        ~104       COMB1 Combination         Min       0.000       0.000      30.220      0.0000      0.0000 
        ~104       COMB2 Combination         Max       0.000       0.000      32.795      0.0000      0.0000 
        ~104       COMB2 Combination         Min       0.000       0.000      32.795      0.0000      0.0000 
        ~104       COMB3 Combination         Max       0.000       0.000      29.585      0.0000      0.0000 
        ~104       COMB3 Combination         Min       0.000       0.000      29.585      0.0000      0.0000 
        ~104       COMB4 Combination         Max       0.000       0.000      29.619      0.0000      0.0000 
        ~104       COMB4 Combination         Min       0.000       0.000      29.619      0.0000      0.0000 
        ~104       COMB5 Combination         Max       0.000       0.000      32.160      0.0000      0.0000 
        ~104       COMB5 Combination         Min       0.000       0.000      32.160      0.0000      0.0000 
        ~104       COMB6 Combination         Max       0.000       0.000      32.193      0.0000      0.0000 
        ~104       COMB6 Combination         Min       0.000       0.000      32.193      0.0000      0.0000 
        ~104       COMB7 Combination         Max       0.000       0.000      30.175      0.0000      0.0000 
        ~104       COMB7 Combination         Min       0.000       0.000      30.175      0.0000      0.0000 
        ~104       COMB8 Combination         Max       0.000       0.000      32.750      0.0000      0.0000 
        ~104       COMB8 Combination         Min       0.000       0.000      32.750      0.0000      0.0000 
        ~104       COMB9 Combination         Max       0.000       0.000      29.540      0.0000      0.0000 
        ~104       COMB9 Combination         Min       0.000       0.000      29.540      0.0000      0.0000 
        ~104      COMB10 Combination         Max       0.000       0.000      29.574      0.0000      0.0000 
        ~104      COMB10 Combination         Min       0.000       0.000      29.574      0.0000      0.0000 
        ~104      COMB11 Combination         Max       0.000       0.000      32.115      0.0000      0.0000 
        ~104      COMB11 Combination         Min       0.000       0.000      32.115      0.0000      0.0000 
        ~104      COMB12 Combination         Max       0.000       0.000      32.148      0.0000      0.0000 
        ~104      COMB12 Combination         Min       0.000       0.000      32.148      0.0000      0.0000 
        ~104      COMB13 Combination         Max       0.000       0.000      32.828      0.0000      0.0000 
        ~104      COMB13 Combination         Min       0.000       0.000      32.717      0.0000      0.0000 
        ~104      COMB14 Combination         Max       0.000       0.000      32.867      0.0000      0.0000 
        ~104      COMB14 Combination         Min       0.000       0.000      32.678      0.0000      0.0000 
        ~104         INV Combination         Max       0.000       0.000      32.867      0.0000      0.0000 
        ~104         INV Combination         Min       0.000       0.000      29.540      0.0000      0.0000 
 
 
Table: Joint Reactions, Part 2 of 2 
 
       Joint  OutputCase    StepType          M3 
        Text        Text        Text        KN-m 
 
           1          PP                  0.0000 
           1        PERM                  0.0000 
           1        NEVE                  0.0000 
           1      VENTOX                  0.0000 
           1      VENTOY                  0.0000 
           1      SISMAX         Max      0.0000 
           1      SISMAY         Max      0.0000 
           1        TERM                  0.0000 
           1       COMB1         Max      0.0000 
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           1       COMB1         Min      0.0000 
           1       COMB2         Max      0.0000 
           1       COMB2         Min      0.0000 
           1       COMB3         Max      0.0000 
           1       COMB3         Min      0.0000 
           1       COMB4         Max      0.0000 
           1       COMB4         Min      0.0000 
           1       COMB5         Max      0.0000 
           1       COMB5         Min      0.0000 
           1       COMB6         Max      0.0000 
           1       COMB6         Min      0.0000 
           1       COMB7         Max      0.0000 
           1       COMB7         Min      0.0000 
           1       COMB8         Max      0.0000 
           1       COMB8         Min      0.0000 
           1       COMB9         Max      0.0000 
           1       COMB9         Min      0.0000 
           1      COMB10         Max      0.0000 
           1      COMB10         Min      0.0000 
           1      COMB11         Max      0.0000 
           1      COMB11         Min      0.0000 
           1      COMB12         Max      0.0000 
           1      COMB12         Min      0.0000 
           1      COMB13         Max      0.0000 
           1      COMB13         Min      0.0000 
           1      COMB14         Max      0.0000 
           1      COMB14         Min      0.0000 
           1         INV         Max      0.0000 
           1         INV         Min      0.0000 
           2          PP                  0.0000 
           2        PERM                  0.0000 
           2        NEVE                  0.0000 
           2      VENTOX                  0.0000 
           2      VENTOY                  0.0000 
           2      SISMAX         Max      0.0000 
           2      SISMAY         Max      0.0000 
           2        TERM                  0.0000 
           2       COMB1         Max      0.0000 
           2       COMB1         Min      0.0000 
           2       COMB2         Max      0.0000 
           2       COMB2         Min      0.0000 
           2       COMB3         Max      0.0000 
           2       COMB3         Min      0.0000 
           2       COMB4         Max      0.0000 
           2       COMB4         Min      0.0000 
           2       COMB5         Max      0.0000 
           2       COMB5         Min      0.0000 
           2       COMB6         Max      0.0000 
           2       COMB6         Min      0.0000 
           2       COMB7         Max      0.0000 
           2       COMB7         Min      0.0000 
           2       COMB8         Max      0.0000 
           2       COMB8         Min      0.0000 
           2       COMB9         Max      0.0000 
           2       COMB9         Min      0.0000 
           2      COMB10         Max      0.0000 
           2      COMB10         Min      0.0000 
           2      COMB11         Max      0.0000 
           2      COMB11         Min      0.0000 
           2      COMB12         Max      0.0000 
           2      COMB12         Min      0.0000 
           2      COMB13         Max      0.0000 
           2      COMB13         Min      0.0000 
           2      COMB14         Max      0.0000 
           2      COMB14         Min      0.0000 
           2         INV         Max      0.0000 
           2         INV         Min      0.0000 
           3          PP                  0.0000 
           3        PERM                  0.0000 
           3        NEVE                  0.0000 
           3      VENTOX                  0.0000 
           3      VENTOY                  0.0000 
           3      SISMAX         Max      0.0000 
           3      SISMAY         Max      0.0000 
           3        TERM                  0.0000 
           3       COMB1         Max      0.0000 
           3       COMB1         Min      0.0000 
           3       COMB2         Max      0.0000 
           3       COMB2         Min      0.0000 
           3       COMB3         Max      0.0000 
           3       COMB3         Min      0.0000 
           3       COMB4         Max      0.0000 
           3       COMB4         Min      0.0000 
           3       COMB5         Max      0.0000 
           3       COMB5         Min      0.0000 
           3       COMB6         Max      0.0000 
           3       COMB6         Min      0.0000 
           3       COMB7         Max      0.0000 
           3       COMB7         Min      0.0000 
           3       COMB8         Max      0.0000 
           3       COMB8         Min      0.0000 
           3       COMB9         Max      0.0000 
           3       COMB9         Min      0.0000 
           3      COMB10         Max      0.0000 
           3      COMB10         Min      0.0000 
           3      COMB11         Max      0.0000 
           3      COMB11         Min      0.0000 
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           3      COMB12         Max      0.0000 
           3      COMB12         Min      0.0000 
           3      COMB13         Max      0.0000 
           3      COMB13         Min      0.0000 
           3      COMB14         Max      0.0000 
           3      COMB14         Min      0.0000 
           3         INV         Max      0.0000 
           3         INV         Min      0.0000 
           4          PP                  0.0000 
           4        PERM                  0.0000 
           4        NEVE                  0.0000 
           4      VENTOX                  0.0000 
           4      VENTOY                  0.0000 
           4      SISMAX         Max      0.0000 
           4      SISMAY         Max      0.0000 
           4        TERM                  0.0000 
           4       COMB1         Max      0.0000 
           4       COMB1         Min      0.0000 
           4       COMB2         Max      0.0000 
           4       COMB2         Min      0.0000 
           4       COMB3         Max      0.0000 
           4       COMB3         Min      0.0000 
           4       COMB4         Max      0.0000 
           4       COMB4         Min      0.0000 
           4       COMB5         Max      0.0000 
           4       COMB5         Min      0.0000 
           4       COMB6         Max      0.0000 
           4       COMB6         Min      0.0000 
           4       COMB7         Max      0.0000 
           4       COMB7         Min      0.0000 
           4       COMB8         Max      0.0000 
           4       COMB8         Min      0.0000 
           4       COMB9         Max      0.0000 
           4       COMB9         Min      0.0000 
           4      COMB10         Max      0.0000 
           4      COMB10         Min      0.0000 
           4      COMB11         Max      0.0000 
           4      COMB11         Min      0.0000 
           4      COMB12         Max      0.0000 
           4      COMB12         Min      0.0000 
           4      COMB13         Max      0.0000 
           4      COMB13         Min      0.0000 
           4      COMB14         Max      0.0000 
           4      COMB14         Min      0.0000 
           4         INV         Max      0.0000 
           4         INV         Min      0.0000 
           5          PP                  0.0000 
           5        PERM                  0.0000 
           5        NEVE                  0.0000 
           5      VENTOX                  0.0000 
           5      VENTOY                  0.0000 
           5      SISMAX         Max      0.0000 
           5      SISMAY         Max      0.0000 
           5        TERM                  0.0000 
           5       COMB1         Max      0.0000 
           5       COMB1         Min      0.0000 
           5       COMB2         Max      0.0000 
           5       COMB2         Min      0.0000 
           5       COMB3         Max      0.0000 
           5       COMB3         Min      0.0000 
           5       COMB4         Max      0.0000 
           5       COMB4         Min      0.0000 
           5       COMB5         Max      0.0000 
           5       COMB5         Min      0.0000 
           5       COMB6         Max      0.0000 
           5       COMB6         Min      0.0000 
           5       COMB7         Max      0.0000 
           5       COMB7         Min      0.0000 
           5       COMB8         Max      0.0000 
           5       COMB8         Min      0.0000 
           5       COMB9         Max      0.0000 
           5       COMB9         Min      0.0000 
           5      COMB10         Max      0.0000 
           5      COMB10         Min      0.0000 
           5      COMB11         Max      0.0000 
           5      COMB11         Min      0.0000 
           5      COMB12         Max      0.0000 
           5      COMB12         Min      0.0000 
           5      COMB13         Max      0.0000 
           5      COMB13         Min      0.0000 
           5      COMB14         Max      0.0000 
           5      COMB14         Min      0.0000 
           5         INV         Max      0.0000 
           5         INV         Min      0.0000 
           6          PP                  0.0000 
           6        PERM                  0.0000 
           6        NEVE                  0.0000 
           6      VENTOX                  0.0000 
           6      VENTOY                  0.0000 
           6      SISMAX         Max      0.0000 
           6      SISMAY         Max      0.0000 
           6        TERM                  0.0000 
           6       COMB1         Max      0.0000 
           6       COMB1         Min      0.0000 
           6       COMB2         Max      0.0000 
           6       COMB2         Min      0.0000 
           6       COMB3         Max      0.0000 
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           6       COMB3         Min      0.0000 
           6       COMB4         Max      0.0000 
           6       COMB4         Min      0.0000 
           6       COMB5         Max      0.0000 
           6       COMB5         Min      0.0000 
           6       COMB6         Max      0.0000 
           6       COMB6         Min      0.0000 
           6       COMB7         Max      0.0000 
           6       COMB7         Min      0.0000 
           6       COMB8         Max      0.0000 
           6       COMB8         Min      0.0000 
           6       COMB9         Max      0.0000 
           6       COMB9         Min      0.0000 
           6      COMB10         Max      0.0000 
           6      COMB10         Min      0.0000 
           6      COMB11         Max      0.0000 
           6      COMB11         Min      0.0000 
           6      COMB12         Max      0.0000 
           6      COMB12         Min      0.0000 
           6      COMB13         Max      0.0000 
           6      COMB13         Min      0.0000 
           6      COMB14         Max      0.0000 
           6      COMB14         Min      0.0000 
           6         INV         Max      0.0000 
           6         INV         Min      0.0000 
           7          PP                  0.0000 
           7        PERM                  0.0000 
           7        NEVE                  0.0000 
           7      VENTOX                  0.0000 
           7      VENTOY                  0.0000 
           7      SISMAX         Max      0.0000 
           7      SISMAY         Max      0.0000 
           7        TERM                  0.0000 
           7       COMB1         Max      0.0000 
           7       COMB1         Min      0.0000 
           7       COMB2         Max      0.0000 
           7       COMB2         Min      0.0000 
           7       COMB3         Max      0.0000 
           7       COMB3         Min      0.0000 
           7       COMB4         Max      0.0000 
           7       COMB4         Min      0.0000 
           7       COMB5         Max      0.0000 
           7       COMB5         Min      0.0000 
           7       COMB6         Max      0.0000 
           7       COMB6         Min      0.0000 
           7       COMB7         Max      0.0000 
           7       COMB7         Min      0.0000 
           7       COMB8         Max      0.0000 
           7       COMB8         Min      0.0000 
           7       COMB9         Max      0.0000 
           7       COMB9         Min      0.0000 
           7      COMB10         Max      0.0000 
           7      COMB10         Min      0.0000 
           7      COMB11         Max      0.0000 
           7      COMB11         Min      0.0000 
           7      COMB12         Max      0.0000 
           7      COMB12         Min      0.0000 
           7      COMB13         Max      0.0000 
           7      COMB13         Min      0.0000 
           7      COMB14         Max      0.0000 
           7      COMB14         Min      0.0000 
           7         INV         Max      0.0000 
           7         INV         Min      0.0000 
           8          PP                  0.0000 
           8        PERM                  0.0000 
           8        NEVE                  0.0000 
           8      VENTOX                  0.0000 
           8      VENTOY                  0.0000 
           8      SISMAX         Max      0.0000 
           8      SISMAY         Max      0.0000 
           8        TERM                  0.0000 
           8       COMB1         Max      0.0000 
           8       COMB1         Min      0.0000 
           8       COMB2         Max      0.0000 
           8       COMB2         Min      0.0000 
           8       COMB3         Max      0.0000 
           8       COMB3         Min      0.0000 
           8       COMB4         Max      0.0000 
           8       COMB4         Min      0.0000 
           8       COMB5         Max      0.0000 
           8       COMB5         Min      0.0000 
           8       COMB6         Max      0.0000 
           8       COMB6         Min      0.0000 
           8       COMB7         Max      0.0000 
           8       COMB7         Min      0.0000 
           8       COMB8         Max      0.0000 
           8       COMB8         Min      0.0000 
           8       COMB9         Max      0.0000 
           8       COMB9         Min      0.0000 
           8      COMB10         Max      0.0000 
           8      COMB10         Min      0.0000 
           8      COMB11         Max      0.0000 
           8      COMB11         Min      0.0000 
           8      COMB12         Max      0.0000 
           8      COMB12         Min      0.0000 
           8      COMB13         Max      0.0000 
           8      COMB13         Min      0.0000 
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           8      COMB14         Max      0.0000 
           8      COMB14         Min      0.0000 
           8         INV         Max      0.0000 
           8         INV         Min      0.0000 
           9          PP                  0.0000 
           9        PERM                  0.0000 
           9        NEVE                  0.0000 
           9      VENTOX                  0.0000 
           9      VENTOY                  0.0000 
           9      SISMAX         Max      0.0000 
           9      SISMAY         Max      0.0000 
           9        TERM                  0.0000 
           9       COMB1         Max      0.0000 
           9       COMB1         Min      0.0000 
           9       COMB2         Max      0.0000 
           9       COMB2         Min      0.0000 
           9       COMB3         Max      0.0000 
           9       COMB3         Min      0.0000 
           9       COMB4         Max      0.0000 
           9       COMB4         Min      0.0000 
           9       COMB5         Max      0.0000 
           9       COMB5         Min      0.0000 
           9       COMB6         Max      0.0000 
           9       COMB6         Min      0.0000 
           9       COMB7         Max      0.0000 
           9       COMB7         Min      0.0000 
           9       COMB8         Max      0.0000 
           9       COMB8         Min      0.0000 
           9       COMB9         Max      0.0000 
           9       COMB9         Min      0.0000 
           9      COMB10         Max      0.0000 
           9      COMB10         Min      0.0000 
           9      COMB11         Max      0.0000 
           9      COMB11         Min      0.0000 
           9      COMB12         Max      0.0000 
           9      COMB12         Min      0.0000 
           9      COMB13         Max      0.0000 
           9      COMB13         Min      0.0000 
           9      COMB14         Max      0.0000 
           9      COMB14         Min      0.0000 
           9         INV         Max      0.0000 
           9         INV         Min      0.0000 
          10          PP                  0.0000 
          10        PERM                  0.0000 
          10        NEVE                  0.0000 
          10      VENTOX                  0.0000 
          10      VENTOY                  0.0000 
          10      SISMAX         Max      0.0000 
          10      SISMAY         Max      0.0000 
          10        TERM                  0.0000 
          10       COMB1         Max      0.0000 
          10       COMB1         Min      0.0000 
          10       COMB2         Max      0.0000 
          10       COMB2         Min      0.0000 
          10       COMB3         Max      0.0000 
          10       COMB3         Min      0.0000 
          10       COMB4         Max      0.0000 
          10       COMB4         Min      0.0000 
          10       COMB5         Max      0.0000 
          10       COMB5         Min      0.0000 
          10       COMB6         Max      0.0000 
          10       COMB6         Min      0.0000 
          10       COMB7         Max      0.0000 
          10       COMB7         Min      0.0000 
          10       COMB8         Max      0.0000 
          10       COMB8         Min      0.0000 
          10       COMB9         Max      0.0000 
          10       COMB9         Min      0.0000 
          10      COMB10         Max      0.0000 
          10      COMB10         Min      0.0000 
          10      COMB11         Max      0.0000 
          10      COMB11         Min      0.0000 
          10      COMB12         Max      0.0000 
          10      COMB12         Min      0.0000 
          10      COMB13         Max      0.0000 
          10      COMB13         Min      0.0000 
          10      COMB14         Max      0.0000 
          10      COMB14         Min      0.0000 
          10         INV         Max      0.0000 
          10         INV         Min      0.0000 
          11          PP                  0.0000 
          11        PERM                  0.0000 
          11        NEVE                  0.0000 
          11      VENTOX                  0.0000 
          11      VENTOY                  0.0000 
          11      SISMAX         Max      0.0000 
          11      SISMAY         Max      0.0000 
          11        TERM                  0.0000 
          11       COMB1         Max      0.0000 
          11       COMB1         Min      0.0000 
          11       COMB2         Max      0.0000 
          11       COMB2         Min      0.0000 
          11       COMB3         Max      0.0000 
          11       COMB3         Min      0.0000 
          11       COMB4         Max      0.0000 
          11       COMB4         Min      0.0000 
          11       COMB5         Max      0.0000 
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          11       COMB5         Min      0.0000 
          11       COMB6         Max      0.0000 
          11       COMB6         Min      0.0000 
          11       COMB7         Max      0.0000 
          11       COMB7         Min      0.0000 
          11       COMB8         Max      0.0000 
          11       COMB8         Min      0.0000 
          11       COMB9         Max      0.0000 
          11       COMB9         Min      0.0000 
          11      COMB10         Max      0.0000 
          11      COMB10         Min      0.0000 
          11      COMB11         Max      0.0000 
          11      COMB11         Min      0.0000 
          11      COMB12         Max      0.0000 
          11      COMB12         Min      0.0000 
          11      COMB13         Max      0.0000 
          11      COMB13         Min      0.0000 
          11      COMB14         Max      0.0000 
          11      COMB14         Min      0.0000 
          11         INV         Max      0.0000 
          11         INV         Min      0.0000 
          12          PP                  0.0000 
          12        PERM                  0.0000 
          12        NEVE                  0.0000 
          12      VENTOX                  0.0000 
          12      VENTOY                  0.0000 
          12      SISMAX         Max      0.0000 
          12      SISMAY         Max      0.0000 
          12        TERM                  0.0000 
          12       COMB1         Max      0.0000 
          12       COMB1         Min      0.0000 
          12       COMB2         Max      0.0000 
          12       COMB2         Min      0.0000 
          12       COMB3         Max      0.0000 
          12       COMB3         Min      0.0000 
          12       COMB4         Max      0.0000 
          12       COMB4         Min      0.0000 
          12       COMB5         Max      0.0000 
          12       COMB5         Min      0.0000 
          12       COMB6         Max      0.0000 
          12       COMB6         Min      0.0000 
          12       COMB7         Max      0.0000 
          12       COMB7         Min      0.0000 
          12       COMB8         Max      0.0000 
          12       COMB8         Min      0.0000 
          12       COMB9         Max      0.0000 
          12       COMB9         Min      0.0000 
          12      COMB10         Max      0.0000 
          12      COMB10         Min      0.0000 
          12      COMB11         Max      0.0000 
          12      COMB11         Min      0.0000 
          12      COMB12         Max      0.0000 
          12      COMB12         Min      0.0000 
          12      COMB13         Max      0.0000 
          12      COMB13         Min      0.0000 
          12      COMB14         Max      0.0000 
          12      COMB14         Min      0.0000 
          12         INV         Max      0.0000 
          12         INV         Min      0.0000 
          13          PP                  0.0000 
          13        PERM                  0.0000 
          13        NEVE                  0.0000 
          13      VENTOX                  0.0000 
          13      VENTOY                  0.0000 
          13      SISMAX         Max      0.0000 
          13      SISMAY         Max      0.0000 
          13        TERM                  0.0000 
          13       COMB1         Max      0.0000 
          13       COMB1         Min      0.0000 
          13       COMB2         Max      0.0000 
          13       COMB2         Min      0.0000 
          13       COMB3         Max      0.0000 
          13       COMB3         Min      0.0000 
          13       COMB4         Max      0.0000 
          13       COMB4         Min      0.0000 
          13       COMB5         Max      0.0000 
          13       COMB5         Min      0.0000 
          13       COMB6         Max      0.0000 
          13       COMB6         Min      0.0000 
          13       COMB7         Max      0.0000 
          13       COMB7         Min      0.0000 
          13       COMB8         Max      0.0000 
          13       COMB8         Min      0.0000 
          13       COMB9         Max      0.0000 
          13       COMB9         Min      0.0000 
          13      COMB10         Max      0.0000 
          13      COMB10         Min      0.0000 
          13      COMB11         Max      0.0000 
          13      COMB11         Min      0.0000 
          13      COMB12         Max      0.0000 
          13      COMB12         Min      0.0000 
          13      COMB13         Max      0.0000 
          13      COMB13         Min      0.0000 
          13      COMB14         Max      0.0000 
          13      COMB14         Min      0.0000 
          13         INV         Max      0.0000 
          13         INV         Min      0.0000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

741/ 799 

 
          14          PP                  0.0000 
          14        PERM                  0.0000 
          14        NEVE                  0.0000 
          14      VENTOX                  0.0000 
          14      VENTOY                  0.0000 
          14      SISMAX         Max      0.0000 
          14      SISMAY         Max      0.0000 
          14        TERM                  0.0000 
          14       COMB1         Max      0.0000 
          14       COMB1         Min      0.0000 
          14       COMB2         Max      0.0000 
          14       COMB2         Min      0.0000 
          14       COMB3         Max      0.0000 
          14       COMB3         Min      0.0000 
          14       COMB4         Max      0.0000 
          14       COMB4         Min      0.0000 
          14       COMB5         Max      0.0000 
          14       COMB5         Min      0.0000 
          14       COMB6         Max      0.0000 
          14       COMB6         Min      0.0000 
          14       COMB7         Max      0.0000 
          14       COMB7         Min      0.0000 
          14       COMB8         Max      0.0000 
          14       COMB8         Min      0.0000 
          14       COMB9         Max      0.0000 
          14       COMB9         Min      0.0000 
          14      COMB10         Max      0.0000 
          14      COMB10         Min      0.0000 
          14      COMB11         Max      0.0000 
          14      COMB11         Min      0.0000 
          14      COMB12         Max      0.0000 
          14      COMB12         Min      0.0000 
          14      COMB13         Max      0.0000 
          14      COMB13         Min      0.0000 
          14      COMB14         Max      0.0000 
          14      COMB14         Min      0.0000 
          14         INV         Max      0.0000 
          14         INV         Min      0.0000 
          15          PP                  0.0000 
          15        PERM                  0.0000 
          15        NEVE                  0.0000 
          15      VENTOX                  0.0000 
          15      VENTOY                  0.0000 
          15      SISMAX         Max      0.0000 
          15      SISMAY         Max      0.0000 
          15        TERM                  0.0000 
          15       COMB1         Max      0.0000 
          15       COMB1         Min      0.0000 
          15       COMB2         Max      0.0000 
          15       COMB2         Min      0.0000 
          15       COMB3         Max      0.0000 
          15       COMB3         Min      0.0000 
          15       COMB4         Max      0.0000 
          15       COMB4         Min      0.0000 
          15       COMB5         Max      0.0000 
          15       COMB5         Min      0.0000 
          15       COMB6         Max      0.0000 
          15       COMB6         Min      0.0000 
          15       COMB7         Max      0.0000 
          15       COMB7         Min      0.0000 
          15       COMB8         Max      0.0000 
          15       COMB8         Min      0.0000 
          15       COMB9         Max      0.0000 
          15       COMB9         Min      0.0000 
          15      COMB10         Max      0.0000 
          15      COMB10         Min      0.0000 
          15      COMB11         Max      0.0000 
          15      COMB11         Min      0.0000 
          15      COMB12         Max      0.0000 
          15      COMB12         Min      0.0000 
          15      COMB13         Max      0.0000 
          15      COMB13         Min      0.0000 
          15      COMB14         Max      0.0000 
          15      COMB14         Min      0.0000 
          15         INV         Max      0.0000 
          15         INV         Min      0.0000 
          16          PP                  0.0000 
          16        PERM                  0.0000 
          16        NEVE                  0.0000 
          16      VENTOX                  0.0000 
          16      VENTOY                  0.0000 
          16      SISMAX         Max      0.0000 
          16      SISMAY         Max      0.0000 
          16        TERM                  0.0000 
          16       COMB1         Max      0.0000 
          16       COMB1         Min      0.0000 
          16       COMB2         Max      0.0000 
          16       COMB2         Min      0.0000 
          16       COMB3         Max      0.0000 
          16       COMB3         Min      0.0000 
          16       COMB4         Max      0.0000 
          16       COMB4         Min      0.0000 
          16       COMB5         Max      0.0000 
          16       COMB5         Min      0.0000 
          16       COMB6         Max      0.0000 
          16       COMB6         Min      0.0000 
          16       COMB7         Max      0.0000 
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          16       COMB7         Min      0.0000 
          16       COMB8         Max      0.0000 
          16       COMB8         Min      0.0000 
          16       COMB9         Max      0.0000 
          16       COMB9         Min      0.0000 
          16      COMB10         Max      0.0000 
          16      COMB10         Min      0.0000 
          16      COMB11         Max      0.0000 
          16      COMB11         Min      0.0000 
          16      COMB12         Max      0.0000 
          16      COMB12         Min      0.0000 
          16      COMB13         Max      0.0000 
          16      COMB13         Min      0.0000 
          16      COMB14         Max      0.0000 
          16      COMB14         Min      0.0000 
          16         INV         Max      0.0000 
          16         INV         Min      0.0000 
          17          PP                  0.0000 
          17        PERM                  0.0000 
          17        NEVE                  0.0000 
          17      VENTOX                  0.0000 
          17      VENTOY                  0.0000 
          17      SISMAX         Max      0.0000 
          17      SISMAY         Max      0.0000 
          17        TERM                  0.0000 
          17       COMB1         Max      0.0000 
          17       COMB1         Min      0.0000 
          17       COMB2         Max      0.0000 
          17       COMB2         Min      0.0000 
          17       COMB3         Max      0.0000 
          17       COMB3         Min      0.0000 
          17       COMB4         Max      0.0000 
          17       COMB4         Min      0.0000 
          17       COMB5         Max      0.0000 
          17       COMB5         Min      0.0000 
          17       COMB6         Max      0.0000 
          17       COMB6         Min      0.0000 
          17       COMB7         Max      0.0000 
          17       COMB7         Min      0.0000 
          17       COMB8         Max      0.0000 
          17       COMB8         Min      0.0000 
          17       COMB9         Max      0.0000 
          17       COMB9         Min      0.0000 
          17      COMB10         Max      0.0000 
          17      COMB10         Min      0.0000 
          17      COMB11         Max      0.0000 
          17      COMB11         Min      0.0000 
          17      COMB12         Max      0.0000 
          17      COMB12         Min      0.0000 
          17      COMB13         Max      0.0000 
          17      COMB13         Min      0.0000 
          17      COMB14         Max      0.0000 
          17      COMB14         Min      0.0000 
          17         INV         Max      0.0000 
          17         INV         Min      0.0000 
          18          PP                  0.0000 
          18        PERM                  0.0000 
          18        NEVE                  0.0000 
          18      VENTOX                  0.0000 
          18      VENTOY                  0.0000 
          18      SISMAX         Max      0.0000 
          18      SISMAY         Max      0.0000 
          18        TERM                  0.0000 
          18       COMB1         Max      0.0000 
          18       COMB1         Min      0.0000 
          18       COMB2         Max      0.0000 
          18       COMB2         Min      0.0000 
          18       COMB3         Max      0.0000 
          18       COMB3         Min      0.0000 
          18       COMB4         Max      0.0000 
          18       COMB4         Min      0.0000 
          18       COMB5         Max      0.0000 
          18       COMB5         Min      0.0000 
          18       COMB6         Max      0.0000 
          18       COMB6         Min      0.0000 
          18       COMB7         Max      0.0000 
          18       COMB7         Min      0.0000 
          18       COMB8         Max      0.0000 
          18       COMB8         Min      0.0000 
          18       COMB9         Max      0.0000 
          18       COMB9         Min      0.0000 
          18      COMB10         Max      0.0000 
          18      COMB10         Min      0.0000 
          18      COMB11         Max      0.0000 
          18      COMB11         Min      0.0000 
          18      COMB12         Max      0.0000 
          18      COMB12         Min      0.0000 
          18      COMB13         Max      0.0000 
          18      COMB13         Min      0.0000 
          18      COMB14         Max      0.0000 
          18      COMB14         Min      0.0000 
          18         INV         Max      0.0000 
          18         INV         Min      0.0000 
          19          PP                  0.0000 
          19        PERM                  0.0000 
          19        NEVE                  0.0000 
          19      VENTOX                  0.0000 
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          19      VENTOY                  0.0000 
          19      SISMAX         Max      0.0000 
          19      SISMAY         Max      0.0000 
          19        TERM                  0.0000 
          19       COMB1         Max      0.0000 
          19       COMB1         Min      0.0000 
          19       COMB2         Max      0.0000 
          19       COMB2         Min      0.0000 
          19       COMB3         Max      0.0000 
          19       COMB3         Min      0.0000 
          19       COMB4         Max      0.0000 
          19       COMB4         Min      0.0000 
          19       COMB5         Max      0.0000 
          19       COMB5         Min      0.0000 
          19       COMB6         Max      0.0000 
          19       COMB6         Min      0.0000 
          19       COMB7         Max      0.0000 
          19       COMB7         Min      0.0000 
          19       COMB8         Max      0.0000 
          19       COMB8         Min      0.0000 
          19       COMB9         Max      0.0000 
          19       COMB9         Min      0.0000 
          19      COMB10         Max      0.0000 
          19      COMB10         Min      0.0000 
          19      COMB11         Max      0.0000 
          19      COMB11         Min      0.0000 
          19      COMB12         Max      0.0000 
          19      COMB12         Min      0.0000 
          19      COMB13         Max      0.0000 
          19      COMB13         Min      0.0000 
          19      COMB14         Max      0.0000 
          19      COMB14         Min      0.0000 
          19         INV         Max      0.0000 
          19         INV         Min      0.0000 
          20          PP                  0.0000 
          20        PERM                  0.0000 
          20        NEVE                  0.0000 
          20      VENTOX                  0.0000 
          20      VENTOY                  0.0000 
          20      SISMAX         Max      0.0000 
          20      SISMAY         Max      0.0000 
          20        TERM                  0.0000 
          20       COMB1         Max      0.0000 
          20       COMB1         Min      0.0000 
          20       COMB2         Max      0.0000 
          20       COMB2         Min      0.0000 
          20       COMB3         Max      0.0000 
          20       COMB3         Min      0.0000 
          20       COMB4         Max      0.0000 
          20       COMB4         Min      0.0000 
          20       COMB5         Max      0.0000 
          20       COMB5         Min      0.0000 
          20       COMB6         Max      0.0000 
          20       COMB6         Min      0.0000 
          20       COMB7         Max      0.0000 
          20       COMB7         Min      0.0000 
          20       COMB8         Max      0.0000 
          20       COMB8         Min      0.0000 
          20       COMB9         Max      0.0000 
          20       COMB9         Min      0.0000 
          20      COMB10         Max      0.0000 
          20      COMB10         Min      0.0000 
          20      COMB11         Max      0.0000 
          20      COMB11         Min      0.0000 
          20      COMB12         Max      0.0000 
          20      COMB12         Min      0.0000 
          20      COMB13         Max      0.0000 
          20      COMB13         Min      0.0000 
          20      COMB14         Max      0.0000 
          20      COMB14         Min      0.0000 
          20         INV         Max      0.0000 
          20         INV         Min      0.0000 
          21          PP                  0.0000 
          21        PERM                  0.0000 
          21        NEVE                  0.0000 
          21      VENTOX                  0.0000 
          21      VENTOY                  0.0000 
          21      SISMAX         Max      0.0000 
          21      SISMAY         Max      0.0000 
          21        TERM                  0.0000 
          21       COMB1         Max      0.0000 
          21       COMB1         Min      0.0000 
          21       COMB2         Max      0.0000 
          21       COMB2         Min      0.0000 
          21       COMB3         Max      0.0000 
          21       COMB3         Min      0.0000 
          21       COMB4         Max      0.0000 
          21       COMB4         Min      0.0000 
          21       COMB5         Max      0.0000 
          21       COMB5         Min      0.0000 
          21       COMB6         Max      0.0000 
          21       COMB6         Min      0.0000 
          21       COMB7         Max      0.0000 
          21       COMB7         Min      0.0000 
          21       COMB8         Max      0.0000 
          21       COMB8         Min      0.0000 
          21       COMB9         Max      0.0000 
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          21       COMB9         Min      0.0000 
          21      COMB10         Max      0.0000 
          21      COMB10         Min      0.0000 
          21      COMB11         Max      0.0000 
          21      COMB11         Min      0.0000 
          21      COMB12         Max      0.0000 
          21      COMB12         Min      0.0000 
          21      COMB13         Max      0.0000 
          21      COMB13         Min      0.0000 
          21      COMB14         Max      0.0000 
          21      COMB14         Min      0.0000 
          21         INV         Max      0.0000 
          21         INV         Min      0.0000 
          22          PP                  0.0000 
          22        PERM                  0.0000 
          22        NEVE                  0.0000 
          22      VENTOX                  0.0000 
          22      VENTOY                  0.0000 
          22      SISMAX         Max      0.0000 
          22      SISMAY         Max      0.0000 
          22        TERM                  0.0000 
          22       COMB1         Max      0.0000 
          22       COMB1         Min      0.0000 
          22       COMB2         Max      0.0000 
          22       COMB2         Min      0.0000 
          22       COMB3         Max      0.0000 
          22       COMB3         Min      0.0000 
          22       COMB4         Max      0.0000 
          22       COMB4         Min      0.0000 
          22       COMB5         Max      0.0000 
          22       COMB5         Min      0.0000 
          22       COMB6         Max      0.0000 
          22       COMB6         Min      0.0000 
          22       COMB7         Max      0.0000 
          22       COMB7         Min      0.0000 
          22       COMB8         Max      0.0000 
          22       COMB8         Min      0.0000 
          22       COMB9         Max      0.0000 
          22       COMB9         Min      0.0000 
          22      COMB10         Max      0.0000 
          22      COMB10         Min      0.0000 
          22      COMB11         Max      0.0000 
          22      COMB11         Min      0.0000 
          22      COMB12         Max      0.0000 
          22      COMB12         Min      0.0000 
          22      COMB13         Max      0.0000 
          22      COMB13         Min      0.0000 
          22      COMB14         Max      0.0000 
          22      COMB14         Min      0.0000 
          22         INV         Max      0.0000 
          22         INV         Min      0.0000 
          23          PP                  0.0000 
          23        PERM                  0.0000 
          23        NEVE                  0.0000 
          23      VENTOX                  0.0000 
          23      VENTOY                  0.0000 
          23      SISMAX         Max      0.0000 
          23      SISMAY         Max      0.0000 
          23        TERM                  0.0000 
          23       COMB1         Max      0.0000 
          23       COMB1         Min      0.0000 
          23       COMB2         Max      0.0000 
          23       COMB2         Min      0.0000 
          23       COMB3         Max      0.0000 
          23       COMB3         Min      0.0000 
          23       COMB4         Max      0.0000 
          23       COMB4         Min      0.0000 
          23       COMB5         Max      0.0000 
          23       COMB5         Min      0.0000 
          23       COMB6         Max      0.0000 
          23       COMB6         Min      0.0000 
          23       COMB7         Max      0.0000 
          23       COMB7         Min      0.0000 
          23       COMB8         Max      0.0000 
          23       COMB8         Min      0.0000 
          23       COMB9         Max      0.0000 
          23       COMB9         Min      0.0000 
          23      COMB10         Max      0.0000 
          23      COMB10         Min      0.0000 
          23      COMB11         Max      0.0000 
          23      COMB11         Min      0.0000 
          23      COMB12         Max      0.0000 
          23      COMB12         Min      0.0000 
          23      COMB13         Max      0.0000 
          23      COMB13         Min      0.0000 
          23      COMB14         Max      0.0000 
          23      COMB14         Min      0.0000 
          23         INV         Max      0.0000 
          23         INV         Min      0.0000 
          24          PP                  0.0000 
          24        PERM                  0.0000 
          24        NEVE                  0.0000 
          24      VENTOX                  0.0000 
          24      VENTOY                  0.0000 
          24      SISMAX         Max      0.0000 
          24      SISMAY         Max      0.0000 
          24        TERM                  0.0000 
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          24       COMB1         Max      0.0000 
          24       COMB1         Min      0.0000 
          24       COMB2         Max      0.0000 
          24       COMB2         Min      0.0000 
          24       COMB3         Max      0.0000 
          24       COMB3         Min      0.0000 
          24       COMB4         Max      0.0000 
          24       COMB4         Min      0.0000 
          24       COMB5         Max      0.0000 
          24       COMB5         Min      0.0000 
          24       COMB6         Max      0.0000 
          24       COMB6         Min      0.0000 
          24       COMB7         Max      0.0000 
          24       COMB7         Min      0.0000 
          24       COMB8         Max      0.0000 
          24       COMB8         Min      0.0000 
          24       COMB9         Max      0.0000 
          24       COMB9         Min      0.0000 
          24      COMB10         Max      0.0000 
          24      COMB10         Min      0.0000 
          24      COMB11         Max      0.0000 
          24      COMB11         Min      0.0000 
          24      COMB12         Max      0.0000 
          24      COMB12         Min      0.0000 
          24      COMB13         Max      0.0000 
          24      COMB13         Min      0.0000 
          24      COMB14         Max      0.0000 
          24      COMB14         Min      0.0000 
          24         INV         Max      0.0000 
          24         INV         Min      0.0000 
          25          PP                  0.0000 
          25        PERM                  0.0000 
          25        NEVE                  0.0000 
          25      VENTOX                  0.0000 
          25      VENTOY                  0.0000 
          25      SISMAX         Max      0.0000 
          25      SISMAY         Max      0.0000 
          25        TERM                  0.0000 
          25       COMB1         Max      0.0000 
          25       COMB1         Min      0.0000 
          25       COMB2         Max      0.0000 
          25       COMB2         Min      0.0000 
          25       COMB3         Max      0.0000 
          25       COMB3         Min      0.0000 
          25       COMB4         Max      0.0000 
          25       COMB4         Min      0.0000 
          25       COMB5         Max      0.0000 
          25       COMB5         Min      0.0000 
          25       COMB6         Max      0.0000 
          25       COMB6         Min      0.0000 
          25       COMB7         Max      0.0000 
          25       COMB7         Min      0.0000 
          25       COMB8         Max      0.0000 
          25       COMB8         Min      0.0000 
          25       COMB9         Max      0.0000 
          25       COMB9         Min      0.0000 
          25      COMB10         Max      0.0000 
          25      COMB10         Min      0.0000 
          25      COMB11         Max      0.0000 
          25      COMB11         Min      0.0000 
          25      COMB12         Max      0.0000 
          25      COMB12         Min      0.0000 
          25      COMB13         Max      0.0000 
          25      COMB13         Min      0.0000 
          25      COMB14         Max      0.0000 
          25      COMB14         Min      0.0000 
          25         INV         Max      0.0000 
          25         INV         Min      0.0000 
          26          PP                  0.0000 
          26        PERM                  0.0000 
          26        NEVE                  0.0000 
          26      VENTOX                  0.0000 
          26      VENTOY                  0.0000 
          26      SISMAX         Max      0.0000 
          26      SISMAY         Max      0.0000 
          26        TERM                  0.0000 
          26       COMB1         Max      0.0000 
          26       COMB1         Min      0.0000 
          26       COMB2         Max      0.0000 
          26       COMB2         Min      0.0000 
          26       COMB3         Max      0.0000 
          26       COMB3         Min      0.0000 
          26       COMB4         Max      0.0000 
          26       COMB4         Min      0.0000 
          26       COMB5         Max      0.0000 
          26       COMB5         Min      0.0000 
          26       COMB6         Max      0.0000 
          26       COMB6         Min      0.0000 
          26       COMB7         Max      0.0000 
          26       COMB7         Min      0.0000 
          26       COMB8         Max      0.0000 
          26       COMB8         Min      0.0000 
          26       COMB9         Max      0.0000 
          26       COMB9         Min      0.0000 
          26      COMB10         Max      0.0000 
          26      COMB10         Min      0.0000 
          26      COMB11         Max      0.0000 
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          26      COMB11         Min      0.0000 
          26      COMB12         Max      0.0000 
          26      COMB12         Min      0.0000 
          26      COMB13         Max      0.0000 
          26      COMB13         Min      0.0000 
          26      COMB14         Max      0.0000 
          26      COMB14         Min      0.0000 
          26         INV         Max      0.0000 
          26         INV         Min      0.0000 
          27          PP                  0.0000 
          27        PERM                  0.0000 
          27        NEVE                  0.0000 
          27      VENTOX                  0.0000 
          27      VENTOY                  0.0000 
          27      SISMAX         Max      0.0000 
          27      SISMAY         Max      0.0000 
          27        TERM                  0.0000 
          27       COMB1         Max      0.0000 
          27       COMB1         Min      0.0000 
          27       COMB2         Max      0.0000 
          27       COMB2         Min      0.0000 
          27       COMB3         Max      0.0000 
          27       COMB3         Min      0.0000 
          27       COMB4         Max      0.0000 
          27       COMB4         Min      0.0000 
          27       COMB5         Max      0.0000 
          27       COMB5         Min      0.0000 
          27       COMB6         Max      0.0000 
          27       COMB6         Min      0.0000 
          27       COMB7         Max      0.0000 
          27       COMB7         Min      0.0000 
          27       COMB8         Max      0.0000 
          27       COMB8         Min      0.0000 
          27       COMB9         Max      0.0000 
          27       COMB9         Min      0.0000 
          27      COMB10         Max      0.0000 
          27      COMB10         Min      0.0000 
          27      COMB11         Max      0.0000 
          27      COMB11         Min      0.0000 
          27      COMB12         Max      0.0000 
          27      COMB12         Min      0.0000 
          27      COMB13         Max      0.0000 
          27      COMB13         Min      0.0000 
          27      COMB14         Max      0.0000 
          27      COMB14         Min      0.0000 
          27         INV         Max      0.0000 
          27         INV         Min      0.0000 
          ~1          PP                  0.0000 
          ~1        PERM                  0.0000 
          ~1        NEVE                  0.0000 
          ~1      VENTOX                  0.0000 
          ~1      VENTOY                  0.0000 
          ~1      SISMAX         Max      0.0000 
          ~1      SISMAY         Max      0.0000 
          ~1        TERM                  0.0000 
          ~1       COMB1         Max      0.0000 
          ~1       COMB1         Min      0.0000 
          ~1       COMB2         Max      0.0000 
          ~1       COMB2         Min      0.0000 
          ~1       COMB3         Max      0.0000 
          ~1       COMB3         Min      0.0000 
          ~1       COMB4         Max      0.0000 
          ~1       COMB4         Min      0.0000 
          ~1       COMB5         Max      0.0000 
          ~1       COMB5         Min      0.0000 
          ~1       COMB6         Max      0.0000 
          ~1       COMB6         Min      0.0000 
          ~1       COMB7         Max      0.0000 
          ~1       COMB7         Min      0.0000 
          ~1       COMB8         Max      0.0000 
          ~1       COMB8         Min      0.0000 
          ~1       COMB9         Max      0.0000 
          ~1       COMB9         Min      0.0000 
          ~1      COMB10         Max      0.0000 
          ~1      COMB10         Min      0.0000 
          ~1      COMB11         Max      0.0000 
          ~1      COMB11         Min      0.0000 
          ~1      COMB12         Max      0.0000 
          ~1      COMB12         Min      0.0000 
          ~1      COMB13         Max      0.0000 
          ~1      COMB13         Min      0.0000 
          ~1      COMB14         Max      0.0000 
          ~1      COMB14         Min      0.0000 
          ~1         INV         Max      0.0000 
          ~1         INV         Min      0.0000 
          ~2          PP                  0.0000 
          ~2        PERM                  0.0000 
          ~2        NEVE                  0.0000 
          ~2      VENTOX                  0.0000 
          ~2      VENTOY                  0.0000 
          ~2      SISMAX         Max      0.0000 
          ~2      SISMAY         Max      0.0000 
          ~2        TERM                  0.0000 
          ~2       COMB1         Max      0.0000 
          ~2       COMB1         Min      0.0000 
          ~2       COMB2         Max      0.0000 
          ~2       COMB2         Min      0.0000 
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          ~2       COMB3         Max      0.0000 
          ~2       COMB3         Min      0.0000 
          ~2       COMB4         Max      0.0000 
          ~2       COMB4         Min      0.0000 
          ~2       COMB5         Max      0.0000 
          ~2       COMB5         Min      0.0000 
          ~2       COMB6         Max      0.0000 
          ~2       COMB6         Min      0.0000 
          ~2       COMB7         Max      0.0000 
          ~2       COMB7         Min      0.0000 
          ~2       COMB8         Max      0.0000 
          ~2       COMB8         Min      0.0000 
          ~2       COMB9         Max      0.0000 
          ~2       COMB9         Min      0.0000 
          ~2      COMB10         Max      0.0000 
          ~2      COMB10         Min      0.0000 
          ~2      COMB11         Max      0.0000 
          ~2      COMB11         Min      0.0000 
          ~2      COMB12         Max      0.0000 
          ~2      COMB12         Min      0.0000 
          ~2      COMB13         Max      0.0000 
          ~2      COMB13         Min      0.0000 
          ~2      COMB14         Max      0.0000 
          ~2      COMB14         Min      0.0000 
          ~2         INV         Max      0.0000 
          ~2         INV         Min      0.0000 
          ~3          PP                  0.0000 
          ~3        PERM                  0.0000 
          ~3        NEVE                  0.0000 
          ~3      VENTOX                  0.0000 
          ~3      VENTOY                  0.0000 
          ~3      SISMAX         Max      0.0000 
          ~3      SISMAY         Max      0.0000 
          ~3        TERM                  0.0000 
          ~3       COMB1         Max      0.0000 
          ~3       COMB1         Min      0.0000 
          ~3       COMB2         Max      0.0000 
          ~3       COMB2         Min      0.0000 
          ~3       COMB3         Max      0.0000 
          ~3       COMB3         Min      0.0000 
          ~3       COMB4         Max      0.0000 
          ~3       COMB4         Min      0.0000 
          ~3       COMB5         Max      0.0000 
          ~3       COMB5         Min      0.0000 
          ~3       COMB6         Max      0.0000 
          ~3       COMB6         Min      0.0000 
          ~3       COMB7         Max      0.0000 
          ~3       COMB7         Min      0.0000 
          ~3       COMB8         Max      0.0000 
          ~3       COMB8         Min      0.0000 
          ~3       COMB9         Max      0.0000 
          ~3       COMB9         Min      0.0000 
          ~3      COMB10         Max      0.0000 
          ~3      COMB10         Min      0.0000 
          ~3      COMB11         Max      0.0000 
          ~3      COMB11         Min      0.0000 
          ~3      COMB12         Max      0.0000 
          ~3      COMB12         Min      0.0000 
          ~3      COMB13         Max      0.0000 
          ~3      COMB13         Min      0.0000 
          ~3      COMB14         Max      0.0000 
          ~3      COMB14         Min      0.0000 
          ~3         INV         Max      0.0000 
          ~3         INV         Min      0.0000 
          ~4          PP                  0.0000 
          ~4        PERM                  0.0000 
          ~4        NEVE                  0.0000 
          ~4      VENTOX                  0.0000 
          ~4      VENTOY                  0.0000 
          ~4      SISMAX         Max      0.0000 
          ~4      SISMAY         Max      0.0000 
          ~4        TERM                  0.0000 
          ~4       COMB1         Max      0.0000 
          ~4       COMB1         Min      0.0000 
          ~4       COMB2         Max      0.0000 
          ~4       COMB2         Min      0.0000 
          ~4       COMB3         Max      0.0000 
          ~4       COMB3         Min      0.0000 
          ~4       COMB4         Max      0.0000 
          ~4       COMB4         Min      0.0000 
          ~4       COMB5         Max      0.0000 
          ~4       COMB5         Min      0.0000 
          ~4       COMB6         Max      0.0000 
          ~4       COMB6         Min      0.0000 
          ~4       COMB7         Max      0.0000 
          ~4       COMB7         Min      0.0000 
          ~4       COMB8         Max      0.0000 
          ~4       COMB8         Min      0.0000 
          ~4       COMB9         Max      0.0000 
          ~4       COMB9         Min      0.0000 
          ~4      COMB10         Max      0.0000 
          ~4      COMB10         Min      0.0000 
          ~4      COMB11         Max      0.0000 
          ~4      COMB11         Min      0.0000 
          ~4      COMB12         Max      0.0000 
          ~4      COMB12         Min      0.0000 
          ~4      COMB13         Max      0.0000 
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          ~4      COMB13         Min      0.0000 
          ~4      COMB14         Max      0.0000 
          ~4      COMB14         Min      0.0000 
          ~4         INV         Max      0.0000 
          ~4         INV         Min      0.0000 
          ~5          PP                  0.0000 
          ~5        PERM                  0.0000 
          ~5        NEVE                  0.0000 
          ~5      VENTOX                  0.0000 
          ~5      VENTOY                  0.0000 
          ~5      SISMAX         Max      0.0000 
          ~5      SISMAY         Max      0.0000 
          ~5        TERM                  0.0000 
          ~5       COMB1         Max      0.0000 
          ~5       COMB1         Min      0.0000 
          ~5       COMB2         Max      0.0000 
          ~5       COMB2         Min      0.0000 
          ~5       COMB3         Max      0.0000 
          ~5       COMB3         Min      0.0000 
          ~5       COMB4         Max      0.0000 
          ~5       COMB4         Min      0.0000 
          ~5       COMB5         Max      0.0000 
          ~5       COMB5         Min      0.0000 
          ~5       COMB6         Max      0.0000 
          ~5       COMB6         Min      0.0000 
          ~5       COMB7         Max      0.0000 
          ~5       COMB7         Min      0.0000 
          ~5       COMB8         Max      0.0000 
          ~5       COMB8         Min      0.0000 
          ~5       COMB9         Max      0.0000 
          ~5       COMB9         Min      0.0000 
          ~5      COMB10         Max      0.0000 
          ~5      COMB10         Min      0.0000 
          ~5      COMB11         Max      0.0000 
          ~5      COMB11         Min      0.0000 
          ~5      COMB12         Max      0.0000 
          ~5      COMB12         Min      0.0000 
          ~5      COMB13         Max      0.0000 
          ~5      COMB13         Min      0.0000 
          ~5      COMB14         Max      0.0000 
          ~5      COMB14         Min      0.0000 
          ~5         INV         Max      0.0000 
          ~5         INV         Min      0.0000 
          ~6          PP                  0.0000 
          ~6        PERM                  0.0000 
          ~6        NEVE                  0.0000 
          ~6      VENTOX                  0.0000 
          ~6      VENTOY                  0.0000 
          ~6      SISMAX         Max      0.0000 
          ~6      SISMAY         Max      0.0000 
          ~6        TERM                  0.0000 
          ~6       COMB1         Max      0.0000 
          ~6       COMB1         Min      0.0000 
          ~6       COMB2         Max      0.0000 
          ~6       COMB2         Min      0.0000 
          ~6       COMB3         Max      0.0000 
          ~6       COMB3         Min      0.0000 
          ~6       COMB4         Max      0.0000 
          ~6       COMB4         Min      0.0000 
          ~6       COMB5         Max      0.0000 
          ~6       COMB5         Min      0.0000 
          ~6       COMB6         Max      0.0000 
          ~6       COMB6         Min      0.0000 
          ~6       COMB7         Max      0.0000 
          ~6       COMB7         Min      0.0000 
          ~6       COMB8         Max      0.0000 
          ~6       COMB8         Min      0.0000 
          ~6       COMB9         Max      0.0000 
          ~6       COMB9         Min      0.0000 
          ~6      COMB10         Max      0.0000 
          ~6      COMB10         Min      0.0000 
          ~6      COMB11         Max      0.0000 
          ~6      COMB11         Min      0.0000 
          ~6      COMB12         Max      0.0000 
          ~6      COMB12         Min      0.0000 
          ~6      COMB13         Max      0.0000 
          ~6      COMB13         Min      0.0000 
          ~6      COMB14         Max      0.0000 
          ~6      COMB14         Min      0.0000 
          ~6         INV         Max      0.0000 
          ~6         INV         Min      0.0000 
          ~7          PP                  0.0000 
          ~7        PERM                  0.0000 
          ~7        NEVE                  0.0000 
          ~7      VENTOX                  0.0000 
          ~7      VENTOY                  0.0000 
          ~7      SISMAX         Max      0.0000 
          ~7      SISMAY         Max      0.0000 
          ~7        TERM                  0.0000 
          ~7       COMB1         Max      0.0000 
          ~7       COMB1         Min      0.0000 
          ~7       COMB2         Max      0.0000 
          ~7       COMB2         Min      0.0000 
          ~7       COMB3         Max      0.0000 
          ~7       COMB3         Min      0.0000 
          ~7       COMB4         Max      0.0000 
          ~7       COMB4         Min      0.0000 
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          ~7       COMB5         Max      0.0000 
          ~7       COMB5         Min      0.0000 
          ~7       COMB6         Max      0.0000 
          ~7       COMB6         Min      0.0000 
          ~7       COMB7         Max      0.0000 
          ~7       COMB7         Min      0.0000 
          ~7       COMB8         Max      0.0000 
          ~7       COMB8         Min      0.0000 
          ~7       COMB9         Max      0.0000 
          ~7       COMB9         Min      0.0000 
          ~7      COMB10         Max      0.0000 
          ~7      COMB10         Min      0.0000 
          ~7      COMB11         Max      0.0000 
          ~7      COMB11         Min      0.0000 
          ~7      COMB12         Max      0.0000 
          ~7      COMB12         Min      0.0000 
          ~7      COMB13         Max      0.0000 
          ~7      COMB13         Min      0.0000 
          ~7      COMB14         Max      0.0000 
          ~7      COMB14         Min      0.0000 
          ~7         INV         Max      0.0000 
          ~7         INV         Min      0.0000 
          ~8          PP                  0.0000 
          ~8        PERM                  0.0000 
          ~8        NEVE                  0.0000 
          ~8      VENTOX                  0.0000 
          ~8      VENTOY                  0.0000 
          ~8      SISMAX         Max      0.0000 
          ~8      SISMAY         Max      0.0000 
          ~8        TERM                  0.0000 
          ~8       COMB1         Max      0.0000 
          ~8       COMB1         Min      0.0000 
          ~8       COMB2         Max      0.0000 
          ~8       COMB2         Min      0.0000 
          ~8       COMB3         Max      0.0000 
          ~8       COMB3         Min      0.0000 
          ~8       COMB4         Max      0.0000 
          ~8       COMB4         Min      0.0000 
          ~8       COMB5         Max      0.0000 
          ~8       COMB5         Min      0.0000 
          ~8       COMB6         Max      0.0000 
          ~8       COMB6         Min      0.0000 
          ~8       COMB7         Max      0.0000 
          ~8       COMB7         Min      0.0000 
          ~8       COMB8         Max      0.0000 
          ~8       COMB8         Min      0.0000 
          ~8       COMB9         Max      0.0000 
          ~8       COMB9         Min      0.0000 
          ~8      COMB10         Max      0.0000 
          ~8      COMB10         Min      0.0000 
          ~8      COMB11         Max      0.0000 
          ~8      COMB11         Min      0.0000 
          ~8      COMB12         Max      0.0000 
          ~8      COMB12         Min      0.0000 
          ~8      COMB13         Max      0.0000 
          ~8      COMB13         Min      0.0000 
          ~8      COMB14         Max      0.0000 
          ~8      COMB14         Min      0.0000 
          ~8         INV         Max      0.0000 
          ~8         INV         Min      0.0000 
          ~9          PP                  0.0000 
          ~9        PERM                  0.0000 
          ~9        NEVE                  0.0000 
          ~9      VENTOX                  0.0000 
          ~9      VENTOY                  0.0000 
          ~9      SISMAX         Max      0.0000 
          ~9      SISMAY         Max      0.0000 
          ~9        TERM                  0.0000 
          ~9       COMB1         Max      0.0000 
          ~9       COMB1         Min      0.0000 
          ~9       COMB2         Max      0.0000 
          ~9       COMB2         Min      0.0000 
          ~9       COMB3         Max      0.0000 
          ~9       COMB3         Min      0.0000 
          ~9       COMB4         Max      0.0000 
          ~9       COMB4         Min      0.0000 
          ~9       COMB5         Max      0.0000 
          ~9       COMB5         Min      0.0000 
          ~9       COMB6         Max      0.0000 
          ~9       COMB6         Min      0.0000 
          ~9       COMB7         Max      0.0000 
          ~9       COMB7         Min      0.0000 
          ~9       COMB8         Max      0.0000 
          ~9       COMB8         Min      0.0000 
          ~9       COMB9         Max      0.0000 
          ~9       COMB9         Min      0.0000 
          ~9      COMB10         Max      0.0000 
          ~9      COMB10         Min      0.0000 
          ~9      COMB11         Max      0.0000 
          ~9      COMB11         Min      0.0000 
          ~9      COMB12         Max      0.0000 
          ~9      COMB12         Min      0.0000 
          ~9      COMB13         Max      0.0000 
          ~9      COMB13         Min      0.0000 
          ~9      COMB14         Max      0.0000 
          ~9      COMB14         Min      0.0000 
          ~9         INV         Max      0.0000 
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          ~9         INV         Min      0.0000 
         ~10          PP                  0.0000 
         ~10        PERM                  0.0000 
         ~10        NEVE                  0.0000 
         ~10      VENTOX                  0.0000 
         ~10      VENTOY                  0.0000 
         ~10      SISMAX         Max      0.0000 
         ~10      SISMAY         Max      0.0000 
         ~10        TERM                  0.0000 
         ~10       COMB1         Max      0.0000 
         ~10       COMB1         Min      0.0000 
         ~10       COMB2         Max      0.0000 
         ~10       COMB2         Min      0.0000 
         ~10       COMB3         Max      0.0000 
         ~10       COMB3         Min      0.0000 
         ~10       COMB4         Max      0.0000 
         ~10       COMB4         Min      0.0000 
         ~10       COMB5         Max      0.0000 
         ~10       COMB5         Min      0.0000 
         ~10       COMB6         Max      0.0000 
         ~10       COMB6         Min      0.0000 
         ~10       COMB7         Max      0.0000 
         ~10       COMB7         Min      0.0000 
         ~10       COMB8         Max      0.0000 
         ~10       COMB8         Min      0.0000 
         ~10       COMB9         Max      0.0000 
         ~10       COMB9         Min      0.0000 
         ~10      COMB10         Max      0.0000 
         ~10      COMB10         Min      0.0000 
         ~10      COMB11         Max      0.0000 
         ~10      COMB11         Min      0.0000 
         ~10      COMB12         Max      0.0000 
         ~10      COMB12         Min      0.0000 
         ~10      COMB13         Max      0.0000 
         ~10      COMB13         Min      0.0000 
         ~10      COMB14         Max      0.0000 
         ~10      COMB14         Min      0.0000 
         ~10         INV         Max      0.0000 
         ~10         INV         Min      0.0000 
         ~11          PP                  0.0000 
         ~11        PERM                  0.0000 
         ~11        NEVE                  0.0000 
         ~11      VENTOX                  0.0000 
         ~11      VENTOY                  0.0000 
         ~11      SISMAX         Max      0.0000 
         ~11      SISMAY         Max      0.0000 
         ~11        TERM                  0.0000 
         ~11       COMB1         Max      0.0000 
         ~11       COMB1         Min      0.0000 
         ~11       COMB2         Max      0.0000 
         ~11       COMB2         Min      0.0000 
         ~11       COMB3         Max      0.0000 
         ~11       COMB3         Min      0.0000 
         ~11       COMB4         Max      0.0000 
         ~11       COMB4         Min      0.0000 
         ~11       COMB5         Max      0.0000 
         ~11       COMB5         Min      0.0000 
         ~11       COMB6         Max      0.0000 
         ~11       COMB6         Min      0.0000 
         ~11       COMB7         Max      0.0000 
         ~11       COMB7         Min      0.0000 
         ~11       COMB8         Max      0.0000 
         ~11       COMB8         Min      0.0000 
         ~11       COMB9         Max      0.0000 
         ~11       COMB9         Min      0.0000 
         ~11      COMB10         Max      0.0000 
         ~11      COMB10         Min      0.0000 
         ~11      COMB11         Max      0.0000 
         ~11      COMB11         Min      0.0000 
         ~11      COMB12         Max      0.0000 
         ~11      COMB12         Min      0.0000 
         ~11      COMB13         Max      0.0000 
         ~11      COMB13         Min      0.0000 
         ~11      COMB14         Max      0.0000 
         ~11      COMB14         Min      0.0000 
         ~11         INV         Max      0.0000 
         ~11         INV         Min      0.0000 
         ~12          PP                  0.0000 
         ~12        PERM                  0.0000 
         ~12        NEVE                  0.0000 
         ~12      VENTOX                  0.0000 
         ~12      VENTOY                  0.0000 
         ~12      SISMAX         Max      0.0000 
         ~12      SISMAY         Max      0.0000 
         ~12        TERM                  0.0000 
         ~12       COMB1         Max      0.0000 
         ~12       COMB1         Min      0.0000 
         ~12       COMB2         Max      0.0000 
         ~12       COMB2         Min      0.0000 
         ~12       COMB3         Max      0.0000 
         ~12       COMB3         Min      0.0000 
         ~12       COMB4         Max      0.0000 
         ~12       COMB4         Min      0.0000 
         ~12       COMB5         Max      0.0000 
         ~12       COMB5         Min      0.0000 
         ~12       COMB6         Max      0.0000 
         ~12       COMB6         Min      0.0000 
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         ~12       COMB7         Max      0.0000 
         ~12       COMB7         Min      0.0000 
         ~12       COMB8         Max      0.0000 
         ~12       COMB8         Min      0.0000 
         ~12       COMB9         Max      0.0000 
         ~12       COMB9         Min      0.0000 
         ~12      COMB10         Max      0.0000 
         ~12      COMB10         Min      0.0000 
         ~12      COMB11         Max      0.0000 
         ~12      COMB11         Min      0.0000 
         ~12      COMB12         Max      0.0000 
         ~12      COMB12         Min      0.0000 
         ~12      COMB13         Max      0.0000 
         ~12      COMB13         Min      0.0000 
         ~12      COMB14         Max      0.0000 
         ~12      COMB14         Min      0.0000 
         ~12         INV         Max      0.0000 
         ~12         INV         Min      0.0000 
         ~13          PP                  0.0000 
         ~13        PERM                  0.0000 
         ~13        NEVE                  0.0000 
         ~13      VENTOX                  0.0000 
         ~13      VENTOY                  0.0000 
         ~13      SISMAX         Max      0.0000 
         ~13      SISMAY         Max      0.0000 
         ~13        TERM                  0.0000 
         ~13       COMB1         Max      0.0000 
         ~13       COMB1         Min      0.0000 
         ~13       COMB2         Max      0.0000 
         ~13       COMB2         Min      0.0000 
         ~13       COMB3         Max      0.0000 
         ~13       COMB3         Min      0.0000 
         ~13       COMB4         Max      0.0000 
         ~13       COMB4         Min      0.0000 
         ~13       COMB5         Max      0.0000 
         ~13       COMB5         Min      0.0000 
         ~13       COMB6         Max      0.0000 
         ~13       COMB6         Min      0.0000 
         ~13       COMB7         Max      0.0000 
         ~13       COMB7         Min      0.0000 
         ~13       COMB8         Max      0.0000 
         ~13       COMB8         Min      0.0000 
         ~13       COMB9         Max      0.0000 
         ~13       COMB9         Min      0.0000 
         ~13      COMB10         Max      0.0000 
         ~13      COMB10         Min      0.0000 
         ~13      COMB11         Max      0.0000 
         ~13      COMB11         Min      0.0000 
         ~13      COMB12         Max      0.0000 
         ~13      COMB12         Min      0.0000 
         ~13      COMB13         Max      0.0000 
         ~13      COMB13         Min      0.0000 
         ~13      COMB14         Max      0.0000 
         ~13      COMB14         Min      0.0000 
         ~13         INV         Max      0.0000 
         ~13         INV         Min      0.0000 
         ~14          PP                  0.0000 
         ~14        PERM                  0.0000 
         ~14        NEVE                  0.0000 
         ~14      VENTOX                  0.0000 
         ~14      VENTOY                  0.0000 
         ~14      SISMAX         Max      0.0000 
         ~14      SISMAY         Max      0.0000 
         ~14        TERM                  0.0000 
         ~14       COMB1         Max      0.0000 
         ~14       COMB1         Min      0.0000 
         ~14       COMB2         Max      0.0000 
         ~14       COMB2         Min      0.0000 
         ~14       COMB3         Max      0.0000 
         ~14       COMB3         Min      0.0000 
         ~14       COMB4         Max      0.0000 
         ~14       COMB4         Min      0.0000 
         ~14       COMB5         Max      0.0000 
         ~14       COMB5         Min      0.0000 
         ~14       COMB6         Max      0.0000 
         ~14       COMB6         Min      0.0000 
         ~14       COMB7         Max      0.0000 
         ~14       COMB7         Min      0.0000 
         ~14       COMB8         Max      0.0000 
         ~14       COMB8         Min      0.0000 
         ~14       COMB9         Max      0.0000 
         ~14       COMB9         Min      0.0000 
         ~14      COMB10         Max      0.0000 
         ~14      COMB10         Min      0.0000 
         ~14      COMB11         Max      0.0000 
         ~14      COMB11         Min      0.0000 
         ~14      COMB12         Max      0.0000 
         ~14      COMB12         Min      0.0000 
         ~14      COMB13         Max      0.0000 
         ~14      COMB13         Min      0.0000 
         ~14      COMB14         Max      0.0000 
         ~14      COMB14         Min      0.0000 
         ~14         INV         Max      0.0000 
         ~14         INV         Min      0.0000 
         ~15          PP                  0.0000 
         ~15        PERM                  0.0000 
         ~15        NEVE                  0.0000 
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         ~15      VENTOX                  0.0000 
         ~15      VENTOY                  0.0000 
         ~15      SISMAX         Max      0.0000 
         ~15      SISMAY         Max      0.0000 
         ~15        TERM                  0.0000 
         ~15       COMB1         Max      0.0000 
         ~15       COMB1         Min      0.0000 
         ~15       COMB2         Max      0.0000 
         ~15       COMB2         Min      0.0000 
         ~15       COMB3         Max      0.0000 
         ~15       COMB3         Min      0.0000 
         ~15       COMB4         Max      0.0000 
         ~15       COMB4         Min      0.0000 
         ~15       COMB5         Max      0.0000 
         ~15       COMB5         Min      0.0000 
         ~15       COMB6         Max      0.0000 
         ~15       COMB6         Min      0.0000 
         ~15       COMB7         Max      0.0000 
         ~15       COMB7         Min      0.0000 
         ~15       COMB8         Max      0.0000 
         ~15       COMB8         Min      0.0000 
         ~15       COMB9         Max      0.0000 
         ~15       COMB9         Min      0.0000 
         ~15      COMB10         Max      0.0000 
         ~15      COMB10         Min      0.0000 
         ~15      COMB11         Max      0.0000 
         ~15      COMB11         Min      0.0000 
         ~15      COMB12         Max      0.0000 
         ~15      COMB12         Min      0.0000 
         ~15      COMB13         Max      0.0000 
         ~15      COMB13         Min      0.0000 
         ~15      COMB14         Max      0.0000 
         ~15      COMB14         Min      0.0000 
         ~15         INV         Max      0.0000 
         ~15         INV         Min      0.0000 
         ~16          PP                  0.0000 
         ~16        PERM                  0.0000 
         ~16        NEVE                  0.0000 
         ~16      VENTOX                  0.0000 
         ~16      VENTOY                  0.0000 
         ~16      SISMAX         Max      0.0000 
         ~16      SISMAY         Max      0.0000 
         ~16        TERM                  0.0000 
         ~16       COMB1         Max      0.0000 
         ~16       COMB1         Min      0.0000 
         ~16       COMB2         Max      0.0000 
         ~16       COMB2         Min      0.0000 
         ~16       COMB3         Max      0.0000 
         ~16       COMB3         Min      0.0000 
         ~16       COMB4         Max      0.0000 
         ~16       COMB4         Min      0.0000 
         ~16       COMB5         Max      0.0000 
         ~16       COMB5         Min      0.0000 
         ~16       COMB6         Max      0.0000 
         ~16       COMB6         Min      0.0000 
         ~16       COMB7         Max      0.0000 
         ~16       COMB7         Min      0.0000 
         ~16       COMB8         Max      0.0000 
         ~16       COMB8         Min      0.0000 
         ~16       COMB9         Max      0.0000 
         ~16       COMB9         Min      0.0000 
         ~16      COMB10         Max      0.0000 
         ~16      COMB10         Min      0.0000 
         ~16      COMB11         Max      0.0000 
         ~16      COMB11         Min      0.0000 
         ~16      COMB12         Max      0.0000 
         ~16      COMB12         Min      0.0000 
         ~16      COMB13         Max      0.0000 
         ~16      COMB13         Min      0.0000 
         ~16      COMB14         Max      0.0000 
         ~16      COMB14         Min      0.0000 
         ~16         INV         Max      0.0000 
         ~16         INV         Min      0.0000 
         ~17          PP                  0.0000 
         ~17        PERM                  0.0000 
         ~17        NEVE                  0.0000 
         ~17      VENTOX                  0.0000 
         ~17      VENTOY                  0.0000 
         ~17      SISMAX         Max      0.0000 
         ~17      SISMAY         Max      0.0000 
         ~17        TERM                  0.0000 
         ~17       COMB1         Max      0.0000 
         ~17       COMB1         Min      0.0000 
         ~17       COMB2         Max      0.0000 
         ~17       COMB2         Min      0.0000 
         ~17       COMB3         Max      0.0000 
         ~17       COMB3         Min      0.0000 
         ~17       COMB4         Max      0.0000 
         ~17       COMB4         Min      0.0000 
         ~17       COMB5         Max      0.0000 
         ~17       COMB5         Min      0.0000 
         ~17       COMB6         Max      0.0000 
         ~17       COMB6         Min      0.0000 
         ~17       COMB7         Max      0.0000 
         ~17       COMB7         Min      0.0000 
         ~17       COMB8         Max      0.0000 
         ~17       COMB8         Min      0.0000 
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         ~17       COMB9         Max      0.0000 
         ~17       COMB9         Min      0.0000 
         ~17      COMB10         Max      0.0000 
         ~17      COMB10         Min      0.0000 
         ~17      COMB11         Max      0.0000 
         ~17      COMB11         Min      0.0000 
         ~17      COMB12         Max      0.0000 
         ~17      COMB12         Min      0.0000 
         ~17      COMB13         Max      0.0000 
         ~17      COMB13         Min      0.0000 
         ~17      COMB14         Max      0.0000 
         ~17      COMB14         Min      0.0000 
         ~17         INV         Max      0.0000 
         ~17         INV         Min      0.0000 
         ~18          PP                  0.0000 
         ~18        PERM                  0.0000 
         ~18        NEVE                  0.0000 
         ~18      VENTOX                  0.0000 
         ~18      VENTOY                  0.0000 
         ~18      SISMAX         Max      0.0000 
         ~18      SISMAY         Max      0.0000 
         ~18        TERM                  0.0000 
         ~18       COMB1         Max      0.0000 
         ~18       COMB1         Min      0.0000 
         ~18       COMB2         Max      0.0000 
         ~18       COMB2         Min      0.0000 
         ~18       COMB3         Max      0.0000 
         ~18       COMB3         Min      0.0000 
         ~18       COMB4         Max      0.0000 
         ~18       COMB4         Min      0.0000 
         ~18       COMB5         Max      0.0000 
         ~18       COMB5         Min      0.0000 
         ~18       COMB6         Max      0.0000 
         ~18       COMB6         Min      0.0000 
         ~18       COMB7         Max      0.0000 
         ~18       COMB7         Min      0.0000 
         ~18       COMB8         Max      0.0000 
         ~18       COMB8         Min      0.0000 
         ~18       COMB9         Max      0.0000 
         ~18       COMB9         Min      0.0000 
         ~18      COMB10         Max      0.0000 
         ~18      COMB10         Min      0.0000 
         ~18      COMB11         Max      0.0000 
         ~18      COMB11         Min      0.0000 
         ~18      COMB12         Max      0.0000 
         ~18      COMB12         Min      0.0000 
         ~18      COMB13         Max      0.0000 
         ~18      COMB13         Min      0.0000 
         ~18      COMB14         Max      0.0000 
         ~18      COMB14         Min      0.0000 
         ~18         INV         Max      0.0000 
         ~18         INV         Min      0.0000 
         ~19          PP                  0.0000 
         ~19        PERM                  0.0000 
         ~19        NEVE                  0.0000 
         ~19      VENTOX                  0.0000 
         ~19      VENTOY                  0.0000 
         ~19      SISMAX         Max      0.0000 
         ~19      SISMAY         Max      0.0000 
         ~19        TERM                  0.0000 
         ~19       COMB1         Max      0.0000 
         ~19       COMB1         Min      0.0000 
         ~19       COMB2         Max      0.0000 
         ~19       COMB2         Min      0.0000 
         ~19       COMB3         Max      0.0000 
         ~19       COMB3         Min      0.0000 
         ~19       COMB4         Max      0.0000 
         ~19       COMB4         Min      0.0000 
         ~19       COMB5         Max      0.0000 
         ~19       COMB5         Min      0.0000 
         ~19       COMB6         Max      0.0000 
         ~19       COMB6         Min      0.0000 
         ~19       COMB7         Max      0.0000 
         ~19       COMB7         Min      0.0000 
         ~19       COMB8         Max      0.0000 
         ~19       COMB8         Min      0.0000 
         ~19       COMB9         Max      0.0000 
         ~19       COMB9         Min      0.0000 
         ~19      COMB10         Max      0.0000 
         ~19      COMB10         Min      0.0000 
         ~19      COMB11         Max      0.0000 
         ~19      COMB11         Min      0.0000 
         ~19      COMB12         Max      0.0000 
         ~19      COMB12         Min      0.0000 
         ~19      COMB13         Max      0.0000 
         ~19      COMB13         Min      0.0000 
         ~19      COMB14         Max      0.0000 
         ~19      COMB14         Min      0.0000 
         ~19         INV         Max      0.0000 
         ~19         INV         Min      0.0000 
         ~20          PP                  0.0000 
         ~20        PERM                  0.0000 
         ~20        NEVE                  0.0000 
         ~20      VENTOX                  0.0000 
         ~20      VENTOY                  0.0000 
         ~20      SISMAX         Max      0.0000 
         ~20      SISMAY         Max      0.0000 
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         ~20        TERM                  0.0000 
         ~20       COMB1         Max      0.0000 
         ~20       COMB1         Min      0.0000 
         ~20       COMB2         Max      0.0000 
         ~20       COMB2         Min      0.0000 
         ~20       COMB3         Max      0.0000 
         ~20       COMB3         Min      0.0000 
         ~20       COMB4         Max      0.0000 
         ~20       COMB4         Min      0.0000 
         ~20       COMB5         Max      0.0000 
         ~20       COMB5         Min      0.0000 
         ~20       COMB6         Max      0.0000 
         ~20       COMB6         Min      0.0000 
         ~20       COMB7         Max      0.0000 
         ~20       COMB7         Min      0.0000 
         ~20       COMB8         Max      0.0000 
         ~20       COMB8         Min      0.0000 
         ~20       COMB9         Max      0.0000 
         ~20       COMB9         Min      0.0000 
         ~20      COMB10         Max      0.0000 
         ~20      COMB10         Min      0.0000 
         ~20      COMB11         Max      0.0000 
         ~20      COMB11         Min      0.0000 
         ~20      COMB12         Max      0.0000 
         ~20      COMB12         Min      0.0000 
         ~20      COMB13         Max      0.0000 
         ~20      COMB13         Min      0.0000 
         ~20      COMB14         Max      0.0000 
         ~20      COMB14         Min      0.0000 
         ~20         INV         Max      0.0000 
         ~20         INV         Min      0.0000 
         ~21          PP                  0.0000 
         ~21        PERM                  0.0000 
         ~21        NEVE                  0.0000 
         ~21      VENTOX                  0.0000 
         ~21      VENTOY                  0.0000 
         ~21      SISMAX         Max      0.0000 
         ~21      SISMAY         Max      0.0000 
         ~21        TERM                  0.0000 
         ~21       COMB1         Max      0.0000 
         ~21       COMB1         Min      0.0000 
         ~21       COMB2         Max      0.0000 
         ~21       COMB2         Min      0.0000 
         ~21       COMB3         Max      0.0000 
         ~21       COMB3         Min      0.0000 
         ~21       COMB4         Max      0.0000 
         ~21       COMB4         Min      0.0000 
         ~21       COMB5         Max      0.0000 
         ~21       COMB5         Min      0.0000 
         ~21       COMB6         Max      0.0000 
         ~21       COMB6         Min      0.0000 
         ~21       COMB7         Max      0.0000 
         ~21       COMB7         Min      0.0000 
         ~21       COMB8         Max      0.0000 
         ~21       COMB8         Min      0.0000 
         ~21       COMB9         Max      0.0000 
         ~21       COMB9         Min      0.0000 
         ~21      COMB10         Max      0.0000 
         ~21      COMB10         Min      0.0000 
         ~21      COMB11         Max      0.0000 
         ~21      COMB11         Min      0.0000 
         ~21      COMB12         Max      0.0000 
         ~21      COMB12         Min      0.0000 
         ~21      COMB13         Max      0.0000 
         ~21      COMB13         Min      0.0000 
         ~21      COMB14         Max      0.0000 
         ~21      COMB14         Min      0.0000 
         ~21         INV         Max      0.0000 
         ~21         INV         Min      0.0000 
         ~22          PP                  0.0000 
         ~22        PERM                  0.0000 
         ~22        NEVE                  0.0000 
         ~22      VENTOX                  0.0000 
         ~22      VENTOY                  0.0000 
         ~22      SISMAX         Max      0.0000 
         ~22      SISMAY         Max      0.0000 
         ~22        TERM                  0.0000 
         ~22       COMB1         Max      0.0000 
         ~22       COMB1         Min      0.0000 
         ~22       COMB2         Max      0.0000 
         ~22       COMB2         Min      0.0000 
         ~22       COMB3         Max      0.0000 
         ~22       COMB3         Min      0.0000 
         ~22       COMB4         Max      0.0000 
         ~22       COMB4         Min      0.0000 
         ~22       COMB5         Max      0.0000 
         ~22       COMB5         Min      0.0000 
         ~22       COMB6         Max      0.0000 
         ~22       COMB6         Min      0.0000 
         ~22       COMB7         Max      0.0000 
         ~22       COMB7         Min      0.0000 
         ~22       COMB8         Max      0.0000 
         ~22       COMB8         Min      0.0000 
         ~22       COMB9         Max      0.0000 
         ~22       COMB9         Min      0.0000 
         ~22      COMB10         Max      0.0000 
         ~22      COMB10         Min      0.0000 
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         ~22      COMB11         Max      0.0000 
         ~22      COMB11         Min      0.0000 
         ~22      COMB12         Max      0.0000 
         ~22      COMB12         Min      0.0000 
         ~22      COMB13         Max      0.0000 
         ~22      COMB13         Min      0.0000 
         ~22      COMB14         Max      0.0000 
         ~22      COMB14         Min      0.0000 
         ~22         INV         Max      0.0000 
         ~22         INV         Min      0.0000 
         ~23          PP                  0.0000 
         ~23        PERM                  0.0000 
         ~23        NEVE                  0.0000 
         ~23      VENTOX                  0.0000 
         ~23      VENTOY                  0.0000 
         ~23      SISMAX         Max      0.0000 
         ~23      SISMAY         Max      0.0000 
         ~23        TERM                  0.0000 
         ~23       COMB1         Max      0.0000 
         ~23       COMB1         Min      0.0000 
         ~23       COMB2         Max      0.0000 
         ~23       COMB2         Min      0.0000 
         ~23       COMB3         Max      0.0000 
         ~23       COMB3         Min      0.0000 
         ~23       COMB4         Max      0.0000 
         ~23       COMB4         Min      0.0000 
         ~23       COMB5         Max      0.0000 
         ~23       COMB5         Min      0.0000 
         ~23       COMB6         Max      0.0000 
         ~23       COMB6         Min      0.0000 
         ~23       COMB7         Max      0.0000 
         ~23       COMB7         Min      0.0000 
         ~23       COMB8         Max      0.0000 
         ~23       COMB8         Min      0.0000 
         ~23       COMB9         Max      0.0000 
         ~23       COMB9         Min      0.0000 
         ~23      COMB10         Max      0.0000 
         ~23      COMB10         Min      0.0000 
         ~23      COMB11         Max      0.0000 
         ~23      COMB11         Min      0.0000 
         ~23      COMB12         Max      0.0000 
         ~23      COMB12         Min      0.0000 
         ~23      COMB13         Max      0.0000 
         ~23      COMB13         Min      0.0000 
         ~23      COMB14         Max      0.0000 
         ~23      COMB14         Min      0.0000 
         ~23         INV         Max      0.0000 
         ~23         INV         Min      0.0000 
         ~24          PP                  0.0000 
         ~24        PERM                  0.0000 
         ~24        NEVE                  0.0000 
         ~24      VENTOX                  0.0000 
         ~24      VENTOY                  0.0000 
         ~24      SISMAX         Max      0.0000 
         ~24      SISMAY         Max      0.0000 
         ~24        TERM                  0.0000 
         ~24       COMB1         Max      0.0000 
         ~24       COMB1         Min      0.0000 
         ~24       COMB2         Max      0.0000 
         ~24       COMB2         Min      0.0000 
         ~24       COMB3         Max      0.0000 
         ~24       COMB3         Min      0.0000 
         ~24       COMB4         Max      0.0000 
         ~24       COMB4         Min      0.0000 
         ~24       COMB5         Max      0.0000 
         ~24       COMB5         Min      0.0000 
         ~24       COMB6         Max      0.0000 
         ~24       COMB6         Min      0.0000 
         ~24       COMB7         Max      0.0000 
         ~24       COMB7         Min      0.0000 
         ~24       COMB8         Max      0.0000 
         ~24       COMB8         Min      0.0000 
         ~24       COMB9         Max      0.0000 
         ~24       COMB9         Min      0.0000 
         ~24      COMB10         Max      0.0000 
         ~24      COMB10         Min      0.0000 
         ~24      COMB11         Max      0.0000 
         ~24      COMB11         Min      0.0000 
         ~24      COMB12         Max      0.0000 
         ~24      COMB12         Min      0.0000 
         ~24      COMB13         Max      0.0000 
         ~24      COMB13         Min      0.0000 
         ~24      COMB14         Max      0.0000 
         ~24      COMB14         Min      0.0000 
         ~24         INV         Max      0.0000 
         ~24         INV         Min      0.0000 
         ~25          PP                  0.0000 
         ~25        PERM                  0.0000 
         ~25        NEVE                  0.0000 
         ~25      VENTOX                  0.0000 
         ~25      VENTOY                  0.0000 
         ~25      SISMAX         Max      0.0000 
         ~25      SISMAY         Max      0.0000 
         ~25        TERM                  0.0000 
         ~25       COMB1         Max      0.0000 
         ~25       COMB1         Min      0.0000 
         ~25       COMB2         Max      0.0000 
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         ~25       COMB2         Min      0.0000 
         ~25       COMB3         Max      0.0000 
         ~25       COMB3         Min      0.0000 
         ~25       COMB4         Max      0.0000 
         ~25       COMB4         Min      0.0000 
         ~25       COMB5         Max      0.0000 
         ~25       COMB5         Min      0.0000 
         ~25       COMB6         Max      0.0000 
         ~25       COMB6         Min      0.0000 
         ~25       COMB7         Max      0.0000 
         ~25       COMB7         Min      0.0000 
         ~25       COMB8         Max      0.0000 
         ~25       COMB8         Min      0.0000 
         ~25       COMB9         Max      0.0000 
         ~25       COMB9         Min      0.0000 
         ~25      COMB10         Max      0.0000 
         ~25      COMB10         Min      0.0000 
         ~25      COMB11         Max      0.0000 
         ~25      COMB11         Min      0.0000 
         ~25      COMB12         Max      0.0000 
         ~25      COMB12         Min      0.0000 
         ~25      COMB13         Max      0.0000 
         ~25      COMB13         Min      0.0000 
         ~25      COMB14         Max      0.0000 
         ~25      COMB14         Min      0.0000 
         ~25         INV         Max      0.0000 
         ~25         INV         Min      0.0000 
         ~26          PP                  0.0000 
         ~26        PERM                  0.0000 
         ~26        NEVE                  0.0000 
         ~26      VENTOX                  0.0000 
         ~26      VENTOY                  0.0000 
         ~26      SISMAX         Max      0.0000 
         ~26      SISMAY         Max      0.0000 
         ~26        TERM                  0.0000 
         ~26       COMB1         Max      0.0000 
         ~26       COMB1         Min      0.0000 
         ~26       COMB2         Max      0.0000 
         ~26       COMB2         Min      0.0000 
         ~26       COMB3         Max      0.0000 
         ~26       COMB3         Min      0.0000 
         ~26       COMB4         Max      0.0000 
         ~26       COMB4         Min      0.0000 
         ~26       COMB5         Max      0.0000 
         ~26       COMB5         Min      0.0000 
         ~26       COMB6         Max      0.0000 
         ~26       COMB6         Min      0.0000 
         ~26       COMB7         Max      0.0000 
         ~26       COMB7         Min      0.0000 
         ~26       COMB8         Max      0.0000 
         ~26       COMB8         Min      0.0000 
         ~26       COMB9         Max      0.0000 
         ~26       COMB9         Min      0.0000 
         ~26      COMB10         Max      0.0000 
         ~26      COMB10         Min      0.0000 
         ~26      COMB11         Max      0.0000 
         ~26      COMB11         Min      0.0000 
         ~26      COMB12         Max      0.0000 
         ~26      COMB12         Min      0.0000 
         ~26      COMB13         Max      0.0000 
         ~26      COMB13         Min      0.0000 
         ~26      COMB14         Max      0.0000 
         ~26      COMB14         Min      0.0000 
         ~26         INV         Max      0.0000 
         ~26         INV         Min      0.0000 
         ~27          PP                  0.0000 
         ~27        PERM                  0.0000 
         ~27        NEVE                  0.0000 
         ~27      VENTOX                  0.0000 
         ~27      VENTOY                  0.0000 
         ~27      SISMAX         Max      0.0000 
         ~27      SISMAY         Max      0.0000 
         ~27        TERM                  0.0000 
         ~27       COMB1         Max      0.0000 
         ~27       COMB1         Min      0.0000 
         ~27       COMB2         Max      0.0000 
         ~27       COMB2         Min      0.0000 
         ~27       COMB3         Max      0.0000 
         ~27       COMB3         Min      0.0000 
         ~27       COMB4         Max      0.0000 
         ~27       COMB4         Min      0.0000 
         ~27       COMB5         Max      0.0000 
         ~27       COMB5         Min      0.0000 
         ~27       COMB6         Max      0.0000 
         ~27       COMB6         Min      0.0000 
         ~27       COMB7         Max      0.0000 
         ~27       COMB7         Min      0.0000 
         ~27       COMB8         Max      0.0000 
         ~27       COMB8         Min      0.0000 
         ~27       COMB9         Max      0.0000 
         ~27       COMB9         Min      0.0000 
         ~27      COMB10         Max      0.0000 
         ~27      COMB10         Min      0.0000 
         ~27      COMB11         Max      0.0000 
         ~27      COMB11         Min      0.0000 
         ~27      COMB12         Max      0.0000 
         ~27      COMB12         Min      0.0000 
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         ~27      COMB13         Max      0.0000 
         ~27      COMB13         Min      0.0000 
         ~27      COMB14         Max      0.0000 
         ~27      COMB14         Min      0.0000 
         ~27         INV         Max      0.0000 
         ~27         INV         Min      0.0000 
         ~28          PP                  0.0000 
         ~28        PERM                  0.0000 
         ~28        NEVE                  0.0000 
         ~28      VENTOX                  0.0000 
         ~28      VENTOY                  0.0000 
         ~28      SISMAX         Max      0.0000 
         ~28      SISMAY         Max      0.0000 
         ~28        TERM                  0.0000 
         ~28       COMB1         Max      0.0000 
         ~28       COMB1         Min      0.0000 
         ~28       COMB2         Max      0.0000 
         ~28       COMB2         Min      0.0000 
         ~28       COMB3         Max      0.0000 
         ~28       COMB3         Min      0.0000 
         ~28       COMB4         Max      0.0000 
         ~28       COMB4         Min      0.0000 
         ~28       COMB5         Max      0.0000 
         ~28       COMB5         Min      0.0000 
         ~28       COMB6         Max      0.0000 
         ~28       COMB6         Min      0.0000 
         ~28       COMB7         Max      0.0000 
         ~28       COMB7         Min      0.0000 
         ~28       COMB8         Max      0.0000 
         ~28       COMB8         Min      0.0000 
         ~28       COMB9         Max      0.0000 
         ~28       COMB9         Min      0.0000 
         ~28      COMB10         Max      0.0000 
         ~28      COMB10         Min      0.0000 
         ~28      COMB11         Max      0.0000 
         ~28      COMB11         Min      0.0000 
         ~28      COMB12         Max      0.0000 
         ~28      COMB12         Min      0.0000 
         ~28      COMB13         Max      0.0000 
         ~28      COMB13         Min      0.0000 
         ~28      COMB14         Max      0.0000 
         ~28      COMB14         Min      0.0000 
         ~28         INV         Max      0.0000 
         ~28         INV         Min      0.0000 
         ~29          PP                  0.0000 
         ~29        PERM                  0.0000 
         ~29        NEVE                  0.0000 
         ~29      VENTOX                  0.0000 
         ~29      VENTOY                  0.0000 
         ~29      SISMAX         Max      0.0000 
         ~29      SISMAY         Max      0.0000 
         ~29        TERM                  0.0000 
         ~29       COMB1         Max      0.0000 
         ~29       COMB1         Min      0.0000 
         ~29       COMB2         Max      0.0000 
         ~29       COMB2         Min      0.0000 
         ~29       COMB3         Max      0.0000 
         ~29       COMB3         Min      0.0000 
         ~29       COMB4         Max      0.0000 
         ~29       COMB4         Min      0.0000 
         ~29       COMB5         Max      0.0000 
         ~29       COMB5         Min      0.0000 
         ~29       COMB6         Max      0.0000 
         ~29       COMB6         Min      0.0000 
         ~29       COMB7         Max      0.0000 
         ~29       COMB7         Min      0.0000 
         ~29       COMB8         Max      0.0000 
         ~29       COMB8         Min      0.0000 
         ~29       COMB9         Max      0.0000 
         ~29       COMB9         Min      0.0000 
         ~29      COMB10         Max      0.0000 
         ~29      COMB10         Min      0.0000 
         ~29      COMB11         Max      0.0000 
         ~29      COMB11         Min      0.0000 
         ~29      COMB12         Max      0.0000 
         ~29      COMB12         Min      0.0000 
         ~29      COMB13         Max      0.0000 
         ~29      COMB13         Min      0.0000 
         ~29      COMB14         Max      0.0000 
         ~29      COMB14         Min      0.0000 
         ~29         INV         Max      0.0000 
         ~29         INV         Min      0.0000 
         ~30          PP                  0.0000 
         ~30        PERM                  0.0000 
         ~30        NEVE                  0.0000 
         ~30      VENTOX                  0.0000 
         ~30      VENTOY                  0.0000 
         ~30      SISMAX         Max      0.0000 
         ~30      SISMAY         Max      0.0000 
         ~30        TERM                  0.0000 
         ~30       COMB1         Max      0.0000 
         ~30       COMB1         Min      0.0000 
         ~30       COMB2         Max      0.0000 
         ~30       COMB2         Min      0.0000 
         ~30       COMB3         Max      0.0000 
         ~30       COMB3         Min      0.0000 
         ~30       COMB4         Max      0.0000 
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         ~30       COMB4         Min      0.0000 
         ~30       COMB5         Max      0.0000 
         ~30       COMB5         Min      0.0000 
         ~30       COMB6         Max      0.0000 
         ~30       COMB6         Min      0.0000 
         ~30       COMB7         Max      0.0000 
         ~30       COMB7         Min      0.0000 
         ~30       COMB8         Max      0.0000 
         ~30       COMB8         Min      0.0000 
         ~30       COMB9         Max      0.0000 
         ~30       COMB9         Min      0.0000 
         ~30      COMB10         Max      0.0000 
         ~30      COMB10         Min      0.0000 
         ~30      COMB11         Max      0.0000 
         ~30      COMB11         Min      0.0000 
         ~30      COMB12         Max      0.0000 
         ~30      COMB12         Min      0.0000 
         ~30      COMB13         Max      0.0000 
         ~30      COMB13         Min      0.0000 
         ~30      COMB14         Max      0.0000 
         ~30      COMB14         Min      0.0000 
         ~30         INV         Max      0.0000 
         ~30         INV         Min      0.0000 
         ~31          PP                  0.0000 
         ~31        PERM                  0.0000 
         ~31        NEVE                  0.0000 
         ~31      VENTOX                  0.0000 
         ~31      VENTOY                  0.0000 
         ~31      SISMAX         Max      0.0000 
         ~31      SISMAY         Max      0.0000 
         ~31        TERM                  0.0000 
         ~31       COMB1         Max      0.0000 
         ~31       COMB1         Min      0.0000 
         ~31       COMB2         Max      0.0000 
         ~31       COMB2         Min      0.0000 
         ~31       COMB3         Max      0.0000 
         ~31       COMB3         Min      0.0000 
         ~31       COMB4         Max      0.0000 
         ~31       COMB4         Min      0.0000 
         ~31       COMB5         Max      0.0000 
         ~31       COMB5         Min      0.0000 
         ~31       COMB6         Max      0.0000 
         ~31       COMB6         Min      0.0000 
         ~31       COMB7         Max      0.0000 
         ~31       COMB7         Min      0.0000 
         ~31       COMB8         Max      0.0000 
         ~31       COMB8         Min      0.0000 
         ~31       COMB9         Max      0.0000 
         ~31       COMB9         Min      0.0000 
         ~31      COMB10         Max      0.0000 
         ~31      COMB10         Min      0.0000 
         ~31      COMB11         Max      0.0000 
         ~31      COMB11         Min      0.0000 
         ~31      COMB12         Max      0.0000 
         ~31      COMB12         Min      0.0000 
         ~31      COMB13         Max      0.0000 
         ~31      COMB13         Min      0.0000 
         ~31      COMB14         Max      0.0000 
         ~31      COMB14         Min      0.0000 
         ~31         INV         Max      0.0000 
         ~31         INV         Min      0.0000 
         ~32          PP                  0.0000 
         ~32        PERM                  0.0000 
         ~32        NEVE                  0.0000 
         ~32      VENTOX                  0.0000 
         ~32      VENTOY                  0.0000 
         ~32      SISMAX         Max      0.0000 
         ~32      SISMAY         Max      0.0000 
         ~32        TERM                  0.0000 
         ~32       COMB1         Max      0.0000 
         ~32       COMB1         Min      0.0000 
         ~32       COMB2         Max      0.0000 
         ~32       COMB2         Min      0.0000 
         ~32       COMB3         Max      0.0000 
         ~32       COMB3         Min      0.0000 
         ~32       COMB4         Max      0.0000 
         ~32       COMB4         Min      0.0000 
         ~32       COMB5         Max      0.0000 
         ~32       COMB5         Min      0.0000 
         ~32       COMB6         Max      0.0000 
         ~32       COMB6         Min      0.0000 
         ~32       COMB7         Max      0.0000 
         ~32       COMB7         Min      0.0000 
         ~32       COMB8         Max      0.0000 
         ~32       COMB8         Min      0.0000 
         ~32       COMB9         Max      0.0000 
         ~32       COMB9         Min      0.0000 
         ~32      COMB10         Max      0.0000 
         ~32      COMB10         Min      0.0000 
         ~32      COMB11         Max      0.0000 
         ~32      COMB11         Min      0.0000 
         ~32      COMB12         Max      0.0000 
         ~32      COMB12         Min      0.0000 
         ~32      COMB13         Max      0.0000 
         ~32      COMB13         Min      0.0000 
         ~32      COMB14         Max      0.0000 
         ~32      COMB14         Min      0.0000 
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         ~32         INV         Max      0.0000 
         ~32         INV         Min      0.0000 
         ~33          PP                  0.0000 
         ~33        PERM                  0.0000 
         ~33        NEVE                  0.0000 
         ~33      VENTOX                  0.0000 
         ~33      VENTOY                  0.0000 
         ~33      SISMAX         Max      0.0000 
         ~33      SISMAY         Max      0.0000 
         ~33        TERM                  0.0000 
         ~33       COMB1         Max      0.0000 
         ~33       COMB1         Min      0.0000 
         ~33       COMB2         Max      0.0000 
         ~33       COMB2         Min      0.0000 
         ~33       COMB3         Max      0.0000 
         ~33       COMB3         Min      0.0000 
         ~33       COMB4         Max      0.0000 
         ~33       COMB4         Min      0.0000 
         ~33       COMB5         Max      0.0000 
         ~33       COMB5         Min      0.0000 
         ~33       COMB6         Max      0.0000 
         ~33       COMB6         Min      0.0000 
         ~33       COMB7         Max      0.0000 
         ~33       COMB7         Min      0.0000 
         ~33       COMB8         Max      0.0000 
         ~33       COMB8         Min      0.0000 
         ~33       COMB9         Max      0.0000 
         ~33       COMB9         Min      0.0000 
         ~33      COMB10         Max      0.0000 
         ~33      COMB10         Min      0.0000 
         ~33      COMB11         Max      0.0000 
         ~33      COMB11         Min      0.0000 
         ~33      COMB12         Max      0.0000 
         ~33      COMB12         Min      0.0000 
         ~33      COMB13         Max      0.0000 
         ~33      COMB13         Min      0.0000 
         ~33      COMB14         Max      0.0000 
         ~33      COMB14         Min      0.0000 
         ~33         INV         Max      0.0000 
         ~33         INV         Min      0.0000 
         ~34          PP                  0.0000 
         ~34        PERM                  0.0000 
         ~34        NEVE                  0.0000 
         ~34      VENTOX                  0.0000 
         ~34      VENTOY                  0.0000 
         ~34      SISMAX         Max      0.0000 
         ~34      SISMAY         Max      0.0000 
         ~34        TERM                  0.0000 
         ~34       COMB1         Max      0.0000 
         ~34       COMB1         Min      0.0000 
         ~34       COMB2         Max      0.0000 
         ~34       COMB2         Min      0.0000 
         ~34       COMB3         Max      0.0000 
         ~34       COMB3         Min      0.0000 
         ~34       COMB4         Max      0.0000 
         ~34       COMB4         Min      0.0000 
         ~34       COMB5         Max      0.0000 
         ~34       COMB5         Min      0.0000 
         ~34       COMB6         Max      0.0000 
         ~34       COMB6         Min      0.0000 
         ~34       COMB7         Max      0.0000 
         ~34       COMB7         Min      0.0000 
         ~34       COMB8         Max      0.0000 
         ~34       COMB8         Min      0.0000 
         ~34       COMB9         Max      0.0000 
         ~34       COMB9         Min      0.0000 
         ~34      COMB10         Max      0.0000 
         ~34      COMB10         Min      0.0000 
         ~34      COMB11         Max      0.0000 
         ~34      COMB11         Min      0.0000 
         ~34      COMB12         Max      0.0000 
         ~34      COMB12         Min      0.0000 
         ~34      COMB13         Max      0.0000 
         ~34      COMB13         Min      0.0000 
         ~34      COMB14         Max      0.0000 
         ~34      COMB14         Min      0.0000 
         ~34         INV         Max      0.0000 
         ~34         INV         Min      0.0000 
         ~35          PP                  0.0000 
         ~35        PERM                  0.0000 
         ~35        NEVE                  0.0000 
         ~35      VENTOX                  0.0000 
         ~35      VENTOY                  0.0000 
         ~35      SISMAX         Max      0.0000 
         ~35      SISMAY         Max      0.0000 
         ~35        TERM                  0.0000 
         ~35       COMB1         Max      0.0000 
         ~35       COMB1         Min      0.0000 
         ~35       COMB2         Max      0.0000 
         ~35       COMB2         Min      0.0000 
         ~35       COMB3         Max      0.0000 
         ~35       COMB3         Min      0.0000 
         ~35       COMB4         Max      0.0000 
         ~35       COMB4         Min      0.0000 
         ~35       COMB5         Max      0.0000 
         ~35       COMB5         Min      0.0000 
         ~35       COMB6         Max      0.0000 
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         ~35       COMB6         Min      0.0000 
         ~35       COMB7         Max      0.0000 
         ~35       COMB7         Min      0.0000 
         ~35       COMB8         Max      0.0000 
         ~35       COMB8         Min      0.0000 
         ~35       COMB9         Max      0.0000 
         ~35       COMB9         Min      0.0000 
         ~35      COMB10         Max      0.0000 
         ~35      COMB10         Min      0.0000 
         ~35      COMB11         Max      0.0000 
         ~35      COMB11         Min      0.0000 
         ~35      COMB12         Max      0.0000 
         ~35      COMB12         Min      0.0000 
         ~35      COMB13         Max      0.0000 
         ~35      COMB13         Min      0.0000 
         ~35      COMB14         Max      0.0000 
         ~35      COMB14         Min      0.0000 
         ~35         INV         Max      0.0000 
         ~35         INV         Min      0.0000 
         ~36          PP                  0.0000 
         ~36        PERM                  0.0000 
         ~36        NEVE                  0.0000 
         ~36      VENTOX                  0.0000 
         ~36      VENTOY                  0.0000 
         ~36      SISMAX         Max      0.0000 
         ~36      SISMAY         Max      0.0000 
         ~36        TERM                  0.0000 
         ~36       COMB1         Max      0.0000 
         ~36       COMB1         Min      0.0000 
         ~36       COMB2         Max      0.0000 
         ~36       COMB2         Min      0.0000 
         ~36       COMB3         Max      0.0000 
         ~36       COMB3         Min      0.0000 
         ~36       COMB4         Max      0.0000 
         ~36       COMB4         Min      0.0000 
         ~36       COMB5         Max      0.0000 
         ~36       COMB5         Min      0.0000 
         ~36       COMB6         Max      0.0000 
         ~36       COMB6         Min      0.0000 
         ~36       COMB7         Max      0.0000 
         ~36       COMB7         Min      0.0000 
         ~36       COMB8         Max      0.0000 
         ~36       COMB8         Min      0.0000 
         ~36       COMB9         Max      0.0000 
         ~36       COMB9         Min      0.0000 
         ~36      COMB10         Max      0.0000 
         ~36      COMB10         Min      0.0000 
         ~36      COMB11         Max      0.0000 
         ~36      COMB11         Min      0.0000 
         ~36      COMB12         Max      0.0000 
         ~36      COMB12         Min      0.0000 
         ~36      COMB13         Max      0.0000 
         ~36      COMB13         Min      0.0000 
         ~36      COMB14         Max      0.0000 
         ~36      COMB14         Min      0.0000 
         ~36         INV         Max      0.0000 
         ~36         INV         Min      0.0000 
         ~37          PP                  0.0000 
         ~37        PERM                  0.0000 
         ~37        NEVE                  0.0000 
         ~37      VENTOX                  0.0000 
         ~37      VENTOY                  0.0000 
         ~37      SISMAX         Max      0.0000 
         ~37      SISMAY         Max      0.0000 
         ~37        TERM                  0.0000 
         ~37       COMB1         Max      0.0000 
         ~37       COMB1         Min      0.0000 
         ~37       COMB2         Max      0.0000 
         ~37       COMB2         Min      0.0000 
         ~37       COMB3         Max      0.0000 
         ~37       COMB3         Min      0.0000 
         ~37       COMB4         Max      0.0000 
         ~37       COMB4         Min      0.0000 
         ~37       COMB5         Max      0.0000 
         ~37       COMB5         Min      0.0000 
         ~37       COMB6         Max      0.0000 
         ~37       COMB6         Min      0.0000 
         ~37       COMB7         Max      0.0000 
         ~37       COMB7         Min      0.0000 
         ~37       COMB8         Max      0.0000 
         ~37       COMB8         Min      0.0000 
         ~37       COMB9         Max      0.0000 
         ~37       COMB9         Min      0.0000 
         ~37      COMB10         Max      0.0000 
         ~37      COMB10         Min      0.0000 
         ~37      COMB11         Max      0.0000 
         ~37      COMB11         Min      0.0000 
         ~37      COMB12         Max      0.0000 
         ~37      COMB12         Min      0.0000 
         ~37      COMB13         Max      0.0000 
         ~37      COMB13         Min      0.0000 
         ~37      COMB14         Max      0.0000 
         ~37      COMB14         Min      0.0000 
         ~37         INV         Max      0.0000 
         ~37         INV         Min      0.0000 
         ~38          PP                  0.0000 
         ~38        PERM                  0.0000 
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         ~38        NEVE                  0.0000 
         ~38      VENTOX                  0.0000 
         ~38      VENTOY                  0.0000 
         ~38      SISMAX         Max      0.0000 
         ~38      SISMAY         Max      0.0000 
         ~38        TERM                  0.0000 
         ~38       COMB1         Max      0.0000 
         ~38       COMB1         Min      0.0000 
         ~38       COMB2         Max      0.0000 
         ~38       COMB2         Min      0.0000 
         ~38       COMB3         Max      0.0000 
         ~38       COMB3         Min      0.0000 
         ~38       COMB4         Max      0.0000 
         ~38       COMB4         Min      0.0000 
         ~38       COMB5         Max      0.0000 
         ~38       COMB5         Min      0.0000 
         ~38       COMB6         Max      0.0000 
         ~38       COMB6         Min      0.0000 
         ~38       COMB7         Max      0.0000 
         ~38       COMB7         Min      0.0000 
         ~38       COMB8         Max      0.0000 
         ~38       COMB8         Min      0.0000 
         ~38       COMB9         Max      0.0000 
         ~38       COMB9         Min      0.0000 
         ~38      COMB10         Max      0.0000 
         ~38      COMB10         Min      0.0000 
         ~38      COMB11         Max      0.0000 
         ~38      COMB11         Min      0.0000 
         ~38      COMB12         Max      0.0000 
         ~38      COMB12         Min      0.0000 
         ~38      COMB13         Max      0.0000 
         ~38      COMB13         Min      0.0000 
         ~38      COMB14         Max      0.0000 
         ~38      COMB14         Min      0.0000 
         ~38         INV         Max      0.0000 
         ~38         INV         Min      0.0000 
         ~39          PP                  0.0000 
         ~39        PERM                  0.0000 
         ~39        NEVE                  0.0000 
         ~39      VENTOX                  0.0000 
         ~39      VENTOY                  0.0000 
         ~39      SISMAX         Max      0.0000 
         ~39      SISMAY         Max      0.0000 
         ~39        TERM                  0.0000 
         ~39       COMB1         Max      0.0000 
         ~39       COMB1         Min      0.0000 
         ~39       COMB2         Max      0.0000 
         ~39       COMB2         Min      0.0000 
         ~39       COMB3         Max      0.0000 
         ~39       COMB3         Min      0.0000 
         ~39       COMB4         Max      0.0000 
         ~39       COMB4         Min      0.0000 
         ~39       COMB5         Max      0.0000 
         ~39       COMB5         Min      0.0000 
         ~39       COMB6         Max      0.0000 
         ~39       COMB6         Min      0.0000 
         ~39       COMB7         Max      0.0000 
         ~39       COMB7         Min      0.0000 
         ~39       COMB8         Max      0.0000 
         ~39       COMB8         Min      0.0000 
         ~39       COMB9         Max      0.0000 
         ~39       COMB9         Min      0.0000 
         ~39      COMB10         Max      0.0000 
         ~39      COMB10         Min      0.0000 
         ~39      COMB11         Max      0.0000 
         ~39      COMB11         Min      0.0000 
         ~39      COMB12         Max      0.0000 
         ~39      COMB12         Min      0.0000 
         ~39      COMB13         Max      0.0000 
         ~39      COMB13         Min      0.0000 
         ~39      COMB14         Max      0.0000 
         ~39      COMB14         Min      0.0000 
         ~39         INV         Max      0.0000 
         ~39         INV         Min      0.0000 
         ~40          PP                  0.0000 
         ~40        PERM                  0.0000 
         ~40        NEVE                  0.0000 
         ~40      VENTOX                  0.0000 
         ~40      VENTOY                  0.0000 
         ~40      SISMAX         Max      0.0000 
         ~40      SISMAY         Max      0.0000 
         ~40        TERM                  0.0000 
         ~40       COMB1         Max      0.0000 
         ~40       COMB1         Min      0.0000 
         ~40       COMB2         Max      0.0000 
         ~40       COMB2         Min      0.0000 
         ~40       COMB3         Max      0.0000 
         ~40       COMB3         Min      0.0000 
         ~40       COMB4         Max      0.0000 
         ~40       COMB4         Min      0.0000 
         ~40       COMB5         Max      0.0000 
         ~40       COMB5         Min      0.0000 
         ~40       COMB6         Max      0.0000 
         ~40       COMB6         Min      0.0000 
         ~40       COMB7         Max      0.0000 
         ~40       COMB7         Min      0.0000 
         ~40       COMB8         Max      0.0000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

762/ 799 

 
         ~40       COMB8         Min      0.0000 
         ~40       COMB9         Max      0.0000 
         ~40       COMB9         Min      0.0000 
         ~40      COMB10         Max      0.0000 
         ~40      COMB10         Min      0.0000 
         ~40      COMB11         Max      0.0000 
         ~40      COMB11         Min      0.0000 
         ~40      COMB12         Max      0.0000 
         ~40      COMB12         Min      0.0000 
         ~40      COMB13         Max      0.0000 
         ~40      COMB13         Min      0.0000 
         ~40      COMB14         Max      0.0000 
         ~40      COMB14         Min      0.0000 
         ~40         INV         Max      0.0000 
         ~40         INV         Min      0.0000 
         ~41          PP                  0.0000 
         ~41        PERM                  0.0000 
         ~41        NEVE                  0.0000 
         ~41      VENTOX                  0.0000 
         ~41      VENTOY                  0.0000 
         ~41      SISMAX         Max      0.0000 
         ~41      SISMAY         Max      0.0000 
         ~41        TERM                  0.0000 
         ~41       COMB1         Max      0.0000 
         ~41       COMB1         Min      0.0000 
         ~41       COMB2         Max      0.0000 
         ~41       COMB2         Min      0.0000 
         ~41       COMB3         Max      0.0000 
         ~41       COMB3         Min      0.0000 
         ~41       COMB4         Max      0.0000 
         ~41       COMB4         Min      0.0000 
         ~41       COMB5         Max      0.0000 
         ~41       COMB5         Min      0.0000 
         ~41       COMB6         Max      0.0000 
         ~41       COMB6         Min      0.0000 
         ~41       COMB7         Max      0.0000 
         ~41       COMB7         Min      0.0000 
         ~41       COMB8         Max      0.0000 
         ~41       COMB8         Min      0.0000 
         ~41       COMB9         Max      0.0000 
         ~41       COMB9         Min      0.0000 
         ~41      COMB10         Max      0.0000 
         ~41      COMB10         Min      0.0000 
         ~41      COMB11         Max      0.0000 
         ~41      COMB11         Min      0.0000 
         ~41      COMB12         Max      0.0000 
         ~41      COMB12         Min      0.0000 
         ~41      COMB13         Max      0.0000 
         ~41      COMB13         Min      0.0000 
         ~41      COMB14         Max      0.0000 
         ~41      COMB14         Min      0.0000 
         ~41         INV         Max      0.0000 
         ~41         INV         Min      0.0000 
         ~42          PP                  0.0000 
         ~42        PERM                  0.0000 
         ~42        NEVE                  0.0000 
         ~42      VENTOX                  0.0000 
         ~42      VENTOY                  0.0000 
         ~42      SISMAX         Max      0.0000 
         ~42      SISMAY         Max      0.0000 
         ~42        TERM                  0.0000 
         ~42       COMB1         Max      0.0000 
         ~42       COMB1         Min      0.0000 
         ~42       COMB2         Max      0.0000 
         ~42       COMB2         Min      0.0000 
         ~42       COMB3         Max      0.0000 
         ~42       COMB3         Min      0.0000 
         ~42       COMB4         Max      0.0000 
         ~42       COMB4         Min      0.0000 
         ~42       COMB5         Max      0.0000 
         ~42       COMB5         Min      0.0000 
         ~42       COMB6         Max      0.0000 
         ~42       COMB6         Min      0.0000 
         ~42       COMB7         Max      0.0000 
         ~42       COMB7         Min      0.0000 
         ~42       COMB8         Max      0.0000 
         ~42       COMB8         Min      0.0000 
         ~42       COMB9         Max      0.0000 
         ~42       COMB9         Min      0.0000 
         ~42      COMB10         Max      0.0000 
         ~42      COMB10         Min      0.0000 
         ~42      COMB11         Max      0.0000 
         ~42      COMB11         Min      0.0000 
         ~42      COMB12         Max      0.0000 
         ~42      COMB12         Min      0.0000 
         ~42      COMB13         Max      0.0000 
         ~42      COMB13         Min      0.0000 
         ~42      COMB14         Max      0.0000 
         ~42      COMB14         Min      0.0000 
         ~42         INV         Max      0.0000 
         ~42         INV         Min      0.0000 
         ~43          PP                  0.0000 
         ~43        PERM                  0.0000 
         ~43        NEVE                  0.0000 
         ~43      VENTOX                  0.0000 
         ~43      VENTOY                  0.0000 
         ~43      SISMAX         Max      0.0000 
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         ~43      SISMAY         Max      0.0000 
         ~43        TERM                  0.0000 
         ~43       COMB1         Max      0.0000 
         ~43       COMB1         Min      0.0000 
         ~43       COMB2         Max      0.0000 
         ~43       COMB2         Min      0.0000 
         ~43       COMB3         Max      0.0000 
         ~43       COMB3         Min      0.0000 
         ~43       COMB4         Max      0.0000 
         ~43       COMB4         Min      0.0000 
         ~43       COMB5         Max      0.0000 
         ~43       COMB5         Min      0.0000 
         ~43       COMB6         Max      0.0000 
         ~43       COMB6         Min      0.0000 
         ~43       COMB7         Max      0.0000 
         ~43       COMB7         Min      0.0000 
         ~43       COMB8         Max      0.0000 
         ~43       COMB8         Min      0.0000 
         ~43       COMB9         Max      0.0000 
         ~43       COMB9         Min      0.0000 
         ~43      COMB10         Max      0.0000 
         ~43      COMB10         Min      0.0000 
         ~43      COMB11         Max      0.0000 
         ~43      COMB11         Min      0.0000 
         ~43      COMB12         Max      0.0000 
         ~43      COMB12         Min      0.0000 
         ~43      COMB13         Max      0.0000 
         ~43      COMB13         Min      0.0000 
         ~43      COMB14         Max      0.0000 
         ~43      COMB14         Min      0.0000 
         ~43         INV         Max      0.0000 
         ~43         INV         Min      0.0000 
         ~44          PP                  0.0000 
         ~44        PERM                  0.0000 
         ~44        NEVE                  0.0000 
         ~44      VENTOX                  0.0000 
         ~44      VENTOY                  0.0000 
         ~44      SISMAX         Max      0.0000 
         ~44      SISMAY         Max      0.0000 
         ~44        TERM                  0.0000 
         ~44       COMB1         Max      0.0000 
         ~44       COMB1         Min      0.0000 
         ~44       COMB2         Max      0.0000 
         ~44       COMB2         Min      0.0000 
         ~44       COMB3         Max      0.0000 
         ~44       COMB3         Min      0.0000 
         ~44       COMB4         Max      0.0000 
         ~44       COMB4         Min      0.0000 
         ~44       COMB5         Max      0.0000 
         ~44       COMB5         Min      0.0000 
         ~44       COMB6         Max      0.0000 
         ~44       COMB6         Min      0.0000 
         ~44       COMB7         Max      0.0000 
         ~44       COMB7         Min      0.0000 
         ~44       COMB8         Max      0.0000 
         ~44       COMB8         Min      0.0000 
         ~44       COMB9         Max      0.0000 
         ~44       COMB9         Min      0.0000 
         ~44      COMB10         Max      0.0000 
         ~44      COMB10         Min      0.0000 
         ~44      COMB11         Max      0.0000 
         ~44      COMB11         Min      0.0000 
         ~44      COMB12         Max      0.0000 
         ~44      COMB12         Min      0.0000 
         ~44      COMB13         Max      0.0000 
         ~44      COMB13         Min      0.0000 
         ~44      COMB14         Max      0.0000 
         ~44      COMB14         Min      0.0000 
         ~44         INV         Max      0.0000 
         ~44         INV         Min      0.0000 
         ~45          PP                  0.0000 
         ~45        PERM                  0.0000 
         ~45        NEVE                  0.0000 
         ~45      VENTOX                  0.0000 
         ~45      VENTOY                  0.0000 
         ~45      SISMAX         Max      0.0000 
         ~45      SISMAY         Max      0.0000 
         ~45        TERM                  0.0000 
         ~45       COMB1         Max      0.0000 
         ~45       COMB1         Min      0.0000 
         ~45       COMB2         Max      0.0000 
         ~45       COMB2         Min      0.0000 
         ~45       COMB3         Max      0.0000 
         ~45       COMB3         Min      0.0000 
         ~45       COMB4         Max      0.0000 
         ~45       COMB4         Min      0.0000 
         ~45       COMB5         Max      0.0000 
         ~45       COMB5         Min      0.0000 
         ~45       COMB6         Max      0.0000 
         ~45       COMB6         Min      0.0000 
         ~45       COMB7         Max      0.0000 
         ~45       COMB7         Min      0.0000 
         ~45       COMB8         Max      0.0000 
         ~45       COMB8         Min      0.0000 
         ~45       COMB9         Max      0.0000 
         ~45       COMB9         Min      0.0000 
         ~45      COMB10         Max      0.0000 
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         ~45      COMB10         Min      0.0000 
         ~45      COMB11         Max      0.0000 
         ~45      COMB11         Min      0.0000 
         ~45      COMB12         Max      0.0000 
         ~45      COMB12         Min      0.0000 
         ~45      COMB13         Max      0.0000 
         ~45      COMB13         Min      0.0000 
         ~45      COMB14         Max      0.0000 
         ~45      COMB14         Min      0.0000 
         ~45         INV         Max      0.0000 
         ~45         INV         Min      0.0000 
         ~46          PP                  0.0000 
         ~46        PERM                  0.0000 
         ~46        NEVE                  0.0000 
         ~46      VENTOX                  0.0000 
         ~46      VENTOY                  0.0000 
         ~46      SISMAX         Max      0.0000 
         ~46      SISMAY         Max      0.0000 
         ~46        TERM                  0.0000 
         ~46       COMB1         Max      0.0000 
         ~46       COMB1         Min      0.0000 
         ~46       COMB2         Max      0.0000 
         ~46       COMB2         Min      0.0000 
         ~46       COMB3         Max      0.0000 
         ~46       COMB3         Min      0.0000 
         ~46       COMB4         Max      0.0000 
         ~46       COMB4         Min      0.0000 
         ~46       COMB5         Max      0.0000 
         ~46       COMB5         Min      0.0000 
         ~46       COMB6         Max      0.0000 
         ~46       COMB6         Min      0.0000 
         ~46       COMB7         Max      0.0000 
         ~46       COMB7         Min      0.0000 
         ~46       COMB8         Max      0.0000 
         ~46       COMB8         Min      0.0000 
         ~46       COMB9         Max      0.0000 
         ~46       COMB9         Min      0.0000 
         ~46      COMB10         Max      0.0000 
         ~46      COMB10         Min      0.0000 
         ~46      COMB11         Max      0.0000 
         ~46      COMB11         Min      0.0000 
         ~46      COMB12         Max      0.0000 
         ~46      COMB12         Min      0.0000 
         ~46      COMB13         Max      0.0000 
         ~46      COMB13         Min      0.0000 
         ~46      COMB14         Max      0.0000 
         ~46      COMB14         Min      0.0000 
         ~46         INV         Max      0.0000 
         ~46         INV         Min      0.0000 
         ~47          PP                  0.0000 
         ~47        PERM                  0.0000 
         ~47        NEVE                  0.0000 
         ~47      VENTOX                  0.0000 
         ~47      VENTOY                  0.0000 
         ~47      SISMAX         Max      0.0000 
         ~47      SISMAY         Max      0.0000 
         ~47        TERM                  0.0000 
         ~47       COMB1         Max      0.0000 
         ~47       COMB1         Min      0.0000 
         ~47       COMB2         Max      0.0000 
         ~47       COMB2         Min      0.0000 
         ~47       COMB3         Max      0.0000 
         ~47       COMB3         Min      0.0000 
         ~47       COMB4         Max      0.0000 
         ~47       COMB4         Min      0.0000 
         ~47       COMB5         Max      0.0000 
         ~47       COMB5         Min      0.0000 
         ~47       COMB6         Max      0.0000 
         ~47       COMB6         Min      0.0000 
         ~47       COMB7         Max      0.0000 
         ~47       COMB7         Min      0.0000 
         ~47       COMB8         Max      0.0000 
         ~47       COMB8         Min      0.0000 
         ~47       COMB9         Max      0.0000 
         ~47       COMB9         Min      0.0000 
         ~47      COMB10         Max      0.0000 
         ~47      COMB10         Min      0.0000 
         ~47      COMB11         Max      0.0000 
         ~47      COMB11         Min      0.0000 
         ~47      COMB12         Max      0.0000 
         ~47      COMB12         Min      0.0000 
         ~47      COMB13         Max      0.0000 
         ~47      COMB13         Min      0.0000 
         ~47      COMB14         Max      0.0000 
         ~47      COMB14         Min      0.0000 
         ~47         INV         Max      0.0000 
         ~47         INV         Min      0.0000 
         ~48          PP                  0.0000 
         ~48        PERM                  0.0000 
         ~48        NEVE                  0.0000 
         ~48      VENTOX                  0.0000 
         ~48      VENTOY                  0.0000 
         ~48      SISMAX         Max      0.0000 
         ~48      SISMAY         Max      0.0000 
         ~48        TERM                  0.0000 
         ~48       COMB1         Max      0.0000 
         ~48       COMB1         Min      0.0000 
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         ~48       COMB2         Max      0.0000 
         ~48       COMB2         Min      0.0000 
         ~48       COMB3         Max      0.0000 
         ~48       COMB3         Min      0.0000 
         ~48       COMB4         Max      0.0000 
         ~48       COMB4         Min      0.0000 
         ~48       COMB5         Max      0.0000 
         ~48       COMB5         Min      0.0000 
         ~48       COMB6         Max      0.0000 
         ~48       COMB6         Min      0.0000 
         ~48       COMB7         Max      0.0000 
         ~48       COMB7         Min      0.0000 
         ~48       COMB8         Max      0.0000 
         ~48       COMB8         Min      0.0000 
         ~48       COMB9         Max      0.0000 
         ~48       COMB9         Min      0.0000 
         ~48      COMB10         Max      0.0000 
         ~48      COMB10         Min      0.0000 
         ~48      COMB11         Max      0.0000 
         ~48      COMB11         Min      0.0000 
         ~48      COMB12         Max      0.0000 
         ~48      COMB12         Min      0.0000 
         ~48      COMB13         Max      0.0000 
         ~48      COMB13         Min      0.0000 
         ~48      COMB14         Max      0.0000 
         ~48      COMB14         Min      0.0000 
         ~48         INV         Max      0.0000 
         ~48         INV         Min      0.0000 
         ~49          PP                  0.0000 
         ~49        PERM                  0.0000 
         ~49        NEVE                  0.0000 
         ~49      VENTOX                  0.0000 
         ~49      VENTOY                  0.0000 
         ~49      SISMAX         Max      0.0000 
         ~49      SISMAY         Max      0.0000 
         ~49        TERM                  0.0000 
         ~49       COMB1         Max      0.0000 
         ~49       COMB1         Min      0.0000 
         ~49       COMB2         Max      0.0000 
         ~49       COMB2         Min      0.0000 
         ~49       COMB3         Max      0.0000 
         ~49       COMB3         Min      0.0000 
         ~49       COMB4         Max      0.0000 
         ~49       COMB4         Min      0.0000 
         ~49       COMB5         Max      0.0000 
         ~49       COMB5         Min      0.0000 
         ~49       COMB6         Max      0.0000 
         ~49       COMB6         Min      0.0000 
         ~49       COMB7         Max      0.0000 
         ~49       COMB7         Min      0.0000 
         ~49       COMB8         Max      0.0000 
         ~49       COMB8         Min      0.0000 
         ~49       COMB9         Max      0.0000 
         ~49       COMB9         Min      0.0000 
         ~49      COMB10         Max      0.0000 
         ~49      COMB10         Min      0.0000 
         ~49      COMB11         Max      0.0000 
         ~49      COMB11         Min      0.0000 
         ~49      COMB12         Max      0.0000 
         ~49      COMB12         Min      0.0000 
         ~49      COMB13         Max      0.0000 
         ~49      COMB13         Min      0.0000 
         ~49      COMB14         Max      0.0000 
         ~49      COMB14         Min      0.0000 
         ~49         INV         Max      0.0000 
         ~49         INV         Min      0.0000 
         ~50          PP                  0.0000 
         ~50        PERM                  0.0000 
         ~50        NEVE                  0.0000 
         ~50      VENTOX                  0.0000 
         ~50      VENTOY                  0.0000 
         ~50      SISMAX         Max      0.0000 
         ~50      SISMAY         Max      0.0000 
         ~50        TERM                  0.0000 
         ~50       COMB1         Max      0.0000 
         ~50       COMB1         Min      0.0000 
         ~50       COMB2         Max      0.0000 
         ~50       COMB2         Min      0.0000 
         ~50       COMB3         Max      0.0000 
         ~50       COMB3         Min      0.0000 
         ~50       COMB4         Max      0.0000 
         ~50       COMB4         Min      0.0000 
         ~50       COMB5         Max      0.0000 
         ~50       COMB5         Min      0.0000 
         ~50       COMB6         Max      0.0000 
         ~50       COMB6         Min      0.0000 
         ~50       COMB7         Max      0.0000 
         ~50       COMB7         Min      0.0000 
         ~50       COMB8         Max      0.0000 
         ~50       COMB8         Min      0.0000 
         ~50       COMB9         Max      0.0000 
         ~50       COMB9         Min      0.0000 
         ~50      COMB10         Max      0.0000 
         ~50      COMB10         Min      0.0000 
         ~50      COMB11         Max      0.0000 
         ~50      COMB11         Min      0.0000 
         ~50      COMB12         Max      0.0000 
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         ~50      COMB12         Min      0.0000 
         ~50      COMB13         Max      0.0000 
         ~50      COMB13         Min      0.0000 
         ~50      COMB14         Max      0.0000 
         ~50      COMB14         Min      0.0000 
         ~50         INV         Max      0.0000 
         ~50         INV         Min      0.0000 
         ~51          PP                  0.0000 
         ~51        PERM                  0.0000 
         ~51        NEVE                  0.0000 
         ~51      VENTOX                  0.0000 
         ~51      VENTOY                  0.0000 
         ~51      SISMAX         Max      0.0000 
         ~51      SISMAY         Max      0.0000 
         ~51        TERM                  0.0000 
         ~51       COMB1         Max      0.0000 
         ~51       COMB1         Min      0.0000 
         ~51       COMB2         Max      0.0000 
         ~51       COMB2         Min      0.0000 
         ~51       COMB3         Max      0.0000 
         ~51       COMB3         Min      0.0000 
         ~51       COMB4         Max      0.0000 
         ~51       COMB4         Min      0.0000 
         ~51       COMB5         Max      0.0000 
         ~51       COMB5         Min      0.0000 
         ~51       COMB6         Max      0.0000 
         ~51       COMB6         Min      0.0000 
         ~51       COMB7         Max      0.0000 
         ~51       COMB7         Min      0.0000 
         ~51       COMB8         Max      0.0000 
         ~51       COMB8         Min      0.0000 
         ~51       COMB9         Max      0.0000 
         ~51       COMB9         Min      0.0000 
         ~51      COMB10         Max      0.0000 
         ~51      COMB10         Min      0.0000 
         ~51      COMB11         Max      0.0000 
         ~51      COMB11         Min      0.0000 
         ~51      COMB12         Max      0.0000 
         ~51      COMB12         Min      0.0000 
         ~51      COMB13         Max      0.0000 
         ~51      COMB13         Min      0.0000 
         ~51      COMB14         Max      0.0000 
         ~51      COMB14         Min      0.0000 
         ~51         INV         Max      0.0000 
         ~51         INV         Min      0.0000 
         ~52          PP                  0.0000 
         ~52        PERM                  0.0000 
         ~52        NEVE                  0.0000 
         ~52      VENTOX                  0.0000 
         ~52      VENTOY                  0.0000 
         ~52      SISMAX         Max      0.0000 
         ~52      SISMAY         Max      0.0000 
         ~52        TERM                  0.0000 
         ~52       COMB1         Max      0.0000 
         ~52       COMB1         Min      0.0000 
         ~52       COMB2         Max      0.0000 
         ~52       COMB2         Min      0.0000 
         ~52       COMB3         Max      0.0000 
         ~52       COMB3         Min      0.0000 
         ~52       COMB4         Max      0.0000 
         ~52       COMB4         Min      0.0000 
         ~52       COMB5         Max      0.0000 
         ~52       COMB5         Min      0.0000 
         ~52       COMB6         Max      0.0000 
         ~52       COMB6         Min      0.0000 
         ~52       COMB7         Max      0.0000 
         ~52       COMB7         Min      0.0000 
         ~52       COMB8         Max      0.0000 
         ~52       COMB8         Min      0.0000 
         ~52       COMB9         Max      0.0000 
         ~52       COMB9         Min      0.0000 
         ~52      COMB10         Max      0.0000 
         ~52      COMB10         Min      0.0000 
         ~52      COMB11         Max      0.0000 
         ~52      COMB11         Min      0.0000 
         ~52      COMB12         Max      0.0000 
         ~52      COMB12         Min      0.0000 
         ~52      COMB13         Max      0.0000 
         ~52      COMB13         Min      0.0000 
         ~52      COMB14         Max      0.0000 
         ~52      COMB14         Min      0.0000 
         ~52         INV         Max      0.0000 
         ~52         INV         Min      0.0000 
         ~53          PP                  0.0000 
         ~53        PERM                  0.0000 
         ~53        NEVE                  0.0000 
         ~53      VENTOX                  0.0000 
         ~53      VENTOY                  0.0000 
         ~53      SISMAX         Max      0.0000 
         ~53      SISMAY         Max      0.0000 
         ~53        TERM                  0.0000 
         ~53       COMB1         Max      0.0000 
         ~53       COMB1         Min      0.0000 
         ~53       COMB2         Max      0.0000 
         ~53       COMB2         Min      0.0000 
         ~53       COMB3         Max      0.0000 
         ~53       COMB3         Min      0.0000 
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         ~53       COMB4         Max      0.0000 
         ~53       COMB4         Min      0.0000 
         ~53       COMB5         Max      0.0000 
         ~53       COMB5         Min      0.0000 
         ~53       COMB6         Max      0.0000 
         ~53       COMB6         Min      0.0000 
         ~53       COMB7         Max      0.0000 
         ~53       COMB7         Min      0.0000 
         ~53       COMB8         Max      0.0000 
         ~53       COMB8         Min      0.0000 
         ~53       COMB9         Max      0.0000 
         ~53       COMB9         Min      0.0000 
         ~53      COMB10         Max      0.0000 
         ~53      COMB10         Min      0.0000 
         ~53      COMB11         Max      0.0000 
         ~53      COMB11         Min      0.0000 
         ~53      COMB12         Max      0.0000 
         ~53      COMB12         Min      0.0000 
         ~53      COMB13         Max      0.0000 
         ~53      COMB13         Min      0.0000 
         ~53      COMB14         Max      0.0000 
         ~53      COMB14         Min      0.0000 
         ~53         INV         Max      0.0000 
         ~53         INV         Min      0.0000 
         ~54          PP                  0.0000 
         ~54        PERM                  0.0000 
         ~54        NEVE                  0.0000 
         ~54      VENTOX                  0.0000 
         ~54      VENTOY                  0.0000 
         ~54      SISMAX         Max      0.0000 
         ~54      SISMAY         Max      0.0000 
         ~54        TERM                  0.0000 
         ~54       COMB1         Max      0.0000 
         ~54       COMB1         Min      0.0000 
         ~54       COMB2         Max      0.0000 
         ~54       COMB2         Min      0.0000 
         ~54       COMB3         Max      0.0000 
         ~54       COMB3         Min      0.0000 
         ~54       COMB4         Max      0.0000 
         ~54       COMB4         Min      0.0000 
         ~54       COMB5         Max      0.0000 
         ~54       COMB5         Min      0.0000 
         ~54       COMB6         Max      0.0000 
         ~54       COMB6         Min      0.0000 
         ~54       COMB7         Max      0.0000 
         ~54       COMB7         Min      0.0000 
         ~54       COMB8         Max      0.0000 
         ~54       COMB8         Min      0.0000 
         ~54       COMB9         Max      0.0000 
         ~54       COMB9         Min      0.0000 
         ~54      COMB10         Max      0.0000 
         ~54      COMB10         Min      0.0000 
         ~54      COMB11         Max      0.0000 
         ~54      COMB11         Min      0.0000 
         ~54      COMB12         Max      0.0000 
         ~54      COMB12         Min      0.0000 
         ~54      COMB13         Max      0.0000 
         ~54      COMB13         Min      0.0000 
         ~54      COMB14         Max      0.0000 
         ~54      COMB14         Min      0.0000 
         ~54         INV         Max      0.0000 
         ~54         INV         Min      0.0000 
         ~55          PP                  0.0000 
         ~55        PERM                  0.0000 
         ~55        NEVE                  0.0000 
         ~55      VENTOX                  0.0000 
         ~55      VENTOY                  0.0000 
         ~55      SISMAX         Max      0.0000 
         ~55      SISMAY         Max      0.0000 
         ~55        TERM                  0.0000 
         ~55       COMB1         Max      0.0000 
         ~55       COMB1         Min      0.0000 
         ~55       COMB2         Max      0.0000 
         ~55       COMB2         Min      0.0000 
         ~55       COMB3         Max      0.0000 
         ~55       COMB3         Min      0.0000 
         ~55       COMB4         Max      0.0000 
         ~55       COMB4         Min      0.0000 
         ~55       COMB5         Max      0.0000 
         ~55       COMB5         Min      0.0000 
         ~55       COMB6         Max      0.0000 
         ~55       COMB6         Min      0.0000 
         ~55       COMB7         Max      0.0000 
         ~55       COMB7         Min      0.0000 
         ~55       COMB8         Max      0.0000 
         ~55       COMB8         Min      0.0000 
         ~55       COMB9         Max      0.0000 
         ~55       COMB9         Min      0.0000 
         ~55      COMB10         Max      0.0000 
         ~55      COMB10         Min      0.0000 
         ~55      COMB11         Max      0.0000 
         ~55      COMB11         Min      0.0000 
         ~55      COMB12         Max      0.0000 
         ~55      COMB12         Min      0.0000 
         ~55      COMB13         Max      0.0000 
         ~55      COMB13         Min      0.0000 
         ~55      COMB14         Max      0.0000 
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         ~55      COMB14         Min      0.0000 
         ~55         INV         Max      0.0000 
         ~55         INV         Min      0.0000 
         ~56          PP                  0.0000 
         ~56        PERM                  0.0000 
         ~56        NEVE                  0.0000 
         ~56      VENTOX                  0.0000 
         ~56      VENTOY                  0.0000 
         ~56      SISMAX         Max      0.0000 
         ~56      SISMAY         Max      0.0000 
         ~56        TERM                  0.0000 
         ~56       COMB1         Max      0.0000 
         ~56       COMB1         Min      0.0000 
         ~56       COMB2         Max      0.0000 
         ~56       COMB2         Min      0.0000 
         ~56       COMB3         Max      0.0000 
         ~56       COMB3         Min      0.0000 
         ~56       COMB4         Max      0.0000 
         ~56       COMB4         Min      0.0000 
         ~56       COMB5         Max      0.0000 
         ~56       COMB5         Min      0.0000 
         ~56       COMB6         Max      0.0000 
         ~56       COMB6         Min      0.0000 
         ~56       COMB7         Max      0.0000 
         ~56       COMB7         Min      0.0000 
         ~56       COMB8         Max      0.0000 
         ~56       COMB8         Min      0.0000 
         ~56       COMB9         Max      0.0000 
         ~56       COMB9         Min      0.0000 
         ~56      COMB10         Max      0.0000 
         ~56      COMB10         Min      0.0000 
         ~56      COMB11         Max      0.0000 
         ~56      COMB11         Min      0.0000 
         ~56      COMB12         Max      0.0000 
         ~56      COMB12         Min      0.0000 
         ~56      COMB13         Max      0.0000 
         ~56      COMB13         Min      0.0000 
         ~56      COMB14         Max      0.0000 
         ~56      COMB14         Min      0.0000 
         ~56         INV         Max      0.0000 
         ~56         INV         Min      0.0000 
         ~57          PP                  0.0000 
         ~57        PERM                  0.0000 
         ~57        NEVE                  0.0000 
         ~57      VENTOX                  0.0000 
         ~57      VENTOY                  0.0000 
         ~57      SISMAX         Max      0.0000 
         ~57      SISMAY         Max      0.0000 
         ~57        TERM                  0.0000 
         ~57       COMB1         Max      0.0000 
         ~57       COMB1         Min      0.0000 
         ~57       COMB2         Max      0.0000 
         ~57       COMB2         Min      0.0000 
         ~57       COMB3         Max      0.0000 
         ~57       COMB3         Min      0.0000 
         ~57       COMB4         Max      0.0000 
         ~57       COMB4         Min      0.0000 
         ~57       COMB5         Max      0.0000 
         ~57       COMB5         Min      0.0000 
         ~57       COMB6         Max      0.0000 
         ~57       COMB6         Min      0.0000 
         ~57       COMB7         Max      0.0000 
         ~57       COMB7         Min      0.0000 
         ~57       COMB8         Max      0.0000 
         ~57       COMB8         Min      0.0000 
         ~57       COMB9         Max      0.0000 
         ~57       COMB9         Min      0.0000 
         ~57      COMB10         Max      0.0000 
         ~57      COMB10         Min      0.0000 
         ~57      COMB11         Max      0.0000 
         ~57      COMB11         Min      0.0000 
         ~57      COMB12         Max      0.0000 
         ~57      COMB12         Min      0.0000 
         ~57      COMB13         Max      0.0000 
         ~57      COMB13         Min      0.0000 
         ~57      COMB14         Max      0.0000 
         ~57      COMB14         Min      0.0000 
         ~57         INV         Max      0.0000 
         ~57         INV         Min      0.0000 
         ~58          PP                  0.0000 
         ~58        PERM                  0.0000 
         ~58        NEVE                  0.0000 
         ~58      VENTOX                  0.0000 
         ~58      VENTOY                  0.0000 
         ~58      SISMAX         Max      0.0000 
         ~58      SISMAY         Max      0.0000 
         ~58        TERM                  0.0000 
         ~58       COMB1         Max      0.0000 
         ~58       COMB1         Min      0.0000 
         ~58       COMB2         Max      0.0000 
         ~58       COMB2         Min      0.0000 
         ~58       COMB3         Max      0.0000 
         ~58       COMB3         Min      0.0000 
         ~58       COMB4         Max      0.0000 
         ~58       COMB4         Min      0.0000 
         ~58       COMB5         Max      0.0000 
         ~58       COMB5         Min      0.0000 
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         ~58       COMB6         Max      0.0000 
         ~58       COMB6         Min      0.0000 
         ~58       COMB7         Max      0.0000 
         ~58       COMB7         Min      0.0000 
         ~58       COMB8         Max      0.0000 
         ~58       COMB8         Min      0.0000 
         ~58       COMB9         Max      0.0000 
         ~58       COMB9         Min      0.0000 
         ~58      COMB10         Max      0.0000 
         ~58      COMB10         Min      0.0000 
         ~58      COMB11         Max      0.0000 
         ~58      COMB11         Min      0.0000 
         ~58      COMB12         Max      0.0000 
         ~58      COMB12         Min      0.0000 
         ~58      COMB13         Max      0.0000 
         ~58      COMB13         Min      0.0000 
         ~58      COMB14         Max      0.0000 
         ~58      COMB14         Min      0.0000 
         ~58         INV         Max      0.0000 
         ~58         INV         Min      0.0000 
         ~59          PP                  0.0000 
         ~59        PERM                  0.0000 
         ~59        NEVE                  0.0000 
         ~59      VENTOX                  0.0000 
         ~59      VENTOY                  0.0000 
         ~59      SISMAX         Max      0.0000 
         ~59      SISMAY         Max      0.0000 
         ~59        TERM                  0.0000 
         ~59       COMB1         Max      0.0000 
         ~59       COMB1         Min      0.0000 
         ~59       COMB2         Max      0.0000 
         ~59       COMB2         Min      0.0000 
         ~59       COMB3         Max      0.0000 
         ~59       COMB3         Min      0.0000 
         ~59       COMB4         Max      0.0000 
         ~59       COMB4         Min      0.0000 
         ~59       COMB5         Max      0.0000 
         ~59       COMB5         Min      0.0000 
         ~59       COMB6         Max      0.0000 
         ~59       COMB6         Min      0.0000 
         ~59       COMB7         Max      0.0000 
         ~59       COMB7         Min      0.0000 
         ~59       COMB8         Max      0.0000 
         ~59       COMB8         Min      0.0000 
         ~59       COMB9         Max      0.0000 
         ~59       COMB9         Min      0.0000 
         ~59      COMB10         Max      0.0000 
         ~59      COMB10         Min      0.0000 
         ~59      COMB11         Max      0.0000 
         ~59      COMB11         Min      0.0000 
         ~59      COMB12         Max      0.0000 
         ~59      COMB12         Min      0.0000 
         ~59      COMB13         Max      0.0000 
         ~59      COMB13         Min      0.0000 
         ~59      COMB14         Max      0.0000 
         ~59      COMB14         Min      0.0000 
         ~59         INV         Max      0.0000 
         ~59         INV         Min      0.0000 
         ~60          PP                  0.0000 
         ~60        PERM                  0.0000 
         ~60        NEVE                  0.0000 
         ~60      VENTOX                  0.0000 
         ~60      VENTOY                  0.0000 
         ~60      SISMAX         Max      0.0000 
         ~60      SISMAY         Max      0.0000 
         ~60        TERM                  0.0000 
         ~60       COMB1         Max      0.0000 
         ~60       COMB1         Min      0.0000 
         ~60       COMB2         Max      0.0000 
         ~60       COMB2         Min      0.0000 
         ~60       COMB3         Max      0.0000 
         ~60       COMB3         Min      0.0000 
         ~60       COMB4         Max      0.0000 
         ~60       COMB4         Min      0.0000 
         ~60       COMB5         Max      0.0000 
         ~60       COMB5         Min      0.0000 
         ~60       COMB6         Max      0.0000 
         ~60       COMB6         Min      0.0000 
         ~60       COMB7         Max      0.0000 
         ~60       COMB7         Min      0.0000 
         ~60       COMB8         Max      0.0000 
         ~60       COMB8         Min      0.0000 
         ~60       COMB9         Max      0.0000 
         ~60       COMB9         Min      0.0000 
         ~60      COMB10         Max      0.0000 
         ~60      COMB10         Min      0.0000 
         ~60      COMB11         Max      0.0000 
         ~60      COMB11         Min      0.0000 
         ~60      COMB12         Max      0.0000 
         ~60      COMB12         Min      0.0000 
         ~60      COMB13         Max      0.0000 
         ~60      COMB13         Min      0.0000 
         ~60      COMB14         Max      0.0000 
         ~60      COMB14         Min      0.0000 
         ~60         INV         Max      0.0000 
         ~60         INV         Min      0.0000 
         ~61          PP                  0.0000 
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         ~61        PERM                  0.0000 
         ~61        NEVE                  0.0000 
         ~61      VENTOX                  0.0000 
         ~61      VENTOY                  0.0000 
         ~61      SISMAX         Max      0.0000 
         ~61      SISMAY         Max      0.0000 
         ~61        TERM                  0.0000 
         ~61       COMB1         Max      0.0000 
         ~61       COMB1         Min      0.0000 
         ~61       COMB2         Max      0.0000 
         ~61       COMB2         Min      0.0000 
         ~61       COMB3         Max      0.0000 
         ~61       COMB3         Min      0.0000 
         ~61       COMB4         Max      0.0000 
         ~61       COMB4         Min      0.0000 
         ~61       COMB5         Max      0.0000 
         ~61       COMB5         Min      0.0000 
         ~61       COMB6         Max      0.0000 
         ~61       COMB6         Min      0.0000 
         ~61       COMB7         Max      0.0000 
         ~61       COMB7         Min      0.0000 
         ~61       COMB8         Max      0.0000 
         ~61       COMB8         Min      0.0000 
         ~61       COMB9         Max      0.0000 
         ~61       COMB9         Min      0.0000 
         ~61      COMB10         Max      0.0000 
         ~61      COMB10         Min      0.0000 
         ~61      COMB11         Max      0.0000 
         ~61      COMB11         Min      0.0000 
         ~61      COMB12         Max      0.0000 
         ~61      COMB12         Min      0.0000 
         ~61      COMB13         Max      0.0000 
         ~61      COMB13         Min      0.0000 
         ~61      COMB14         Max      0.0000 
         ~61      COMB14         Min      0.0000 
         ~61         INV         Max      0.0000 
         ~61         INV         Min      0.0000 
         ~62          PP                  0.0000 
         ~62        PERM                  0.0000 
         ~62        NEVE                  0.0000 
         ~62      VENTOX                  0.0000 
         ~62      VENTOY                  0.0000 
         ~62      SISMAX         Max      0.0000 
         ~62      SISMAY         Max      0.0000 
         ~62        TERM                  0.0000 
         ~62       COMB1         Max      0.0000 
         ~62       COMB1         Min      0.0000 
         ~62       COMB2         Max      0.0000 
         ~62       COMB2         Min      0.0000 
         ~62       COMB3         Max      0.0000 
         ~62       COMB3         Min      0.0000 
         ~62       COMB4         Max      0.0000 
         ~62       COMB4         Min      0.0000 
         ~62       COMB5         Max      0.0000 
         ~62       COMB5         Min      0.0000 
         ~62       COMB6         Max      0.0000 
         ~62       COMB6         Min      0.0000 
         ~62       COMB7         Max      0.0000 
         ~62       COMB7         Min      0.0000 
         ~62       COMB8         Max      0.0000 
         ~62       COMB8         Min      0.0000 
         ~62       COMB9         Max      0.0000 
         ~62       COMB9         Min      0.0000 
         ~62      COMB10         Max      0.0000 
         ~62      COMB10         Min      0.0000 
         ~62      COMB11         Max      0.0000 
         ~62      COMB11         Min      0.0000 
         ~62      COMB12         Max      0.0000 
         ~62      COMB12         Min      0.0000 
         ~62      COMB13         Max      0.0000 
         ~62      COMB13         Min      0.0000 
         ~62      COMB14         Max      0.0000 
         ~62      COMB14         Min      0.0000 
         ~62         INV         Max      0.0000 
         ~62         INV         Min      0.0000 
         ~63          PP                  0.0000 
         ~63        PERM                  0.0000 
         ~63        NEVE                  0.0000 
         ~63      VENTOX                  0.0000 
         ~63      VENTOY                  0.0000 
         ~63      SISMAX         Max      0.0000 
         ~63      SISMAY         Max      0.0000 
         ~63        TERM                  0.0000 
         ~63       COMB1         Max      0.0000 
         ~63       COMB1         Min      0.0000 
         ~63       COMB2         Max      0.0000 
         ~63       COMB2         Min      0.0000 
         ~63       COMB3         Max      0.0000 
         ~63       COMB3         Min      0.0000 
         ~63       COMB4         Max      0.0000 
         ~63       COMB4         Min      0.0000 
         ~63       COMB5         Max      0.0000 
         ~63       COMB5         Min      0.0000 
         ~63       COMB6         Max      0.0000 
         ~63       COMB6         Min      0.0000 
         ~63       COMB7         Max      0.0000 
         ~63       COMB7         Min      0.0000 
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         ~63       COMB8         Max      0.0000 
         ~63       COMB8         Min      0.0000 
         ~63       COMB9         Max      0.0000 
         ~63       COMB9         Min      0.0000 
         ~63      COMB10         Max      0.0000 
         ~63      COMB10         Min      0.0000 
         ~63      COMB11         Max      0.0000 
         ~63      COMB11         Min      0.0000 
         ~63      COMB12         Max      0.0000 
         ~63      COMB12         Min      0.0000 
         ~63      COMB13         Max      0.0000 
         ~63      COMB13         Min      0.0000 
         ~63      COMB14         Max      0.0000 
         ~63      COMB14         Min      0.0000 
         ~63         INV         Max      0.0000 
         ~63         INV         Min      0.0000 
         ~64          PP                  0.0000 
         ~64        PERM                  0.0000 
         ~64        NEVE                  0.0000 
         ~64      VENTOX                  0.0000 
         ~64      VENTOY                  0.0000 
         ~64      SISMAX         Max      0.0000 
         ~64      SISMAY         Max      0.0000 
         ~64        TERM                  0.0000 
         ~64       COMB1         Max      0.0000 
         ~64       COMB1         Min      0.0000 
         ~64       COMB2         Max      0.0000 
         ~64       COMB2         Min      0.0000 
         ~64       COMB3         Max      0.0000 
         ~64       COMB3         Min      0.0000 
         ~64       COMB4         Max      0.0000 
         ~64       COMB4         Min      0.0000 
         ~64       COMB5         Max      0.0000 
         ~64       COMB5         Min      0.0000 
         ~64       COMB6         Max      0.0000 
         ~64       COMB6         Min      0.0000 
         ~64       COMB7         Max      0.0000 
         ~64       COMB7         Min      0.0000 
         ~64       COMB8         Max      0.0000 
         ~64       COMB8         Min      0.0000 
         ~64       COMB9         Max      0.0000 
         ~64       COMB9         Min      0.0000 
         ~64      COMB10         Max      0.0000 
         ~64      COMB10         Min      0.0000 
         ~64      COMB11         Max      0.0000 
         ~64      COMB11         Min      0.0000 
         ~64      COMB12         Max      0.0000 
         ~64      COMB12         Min      0.0000 
         ~64      COMB13         Max      0.0000 
         ~64      COMB13         Min      0.0000 
         ~64      COMB14         Max      0.0000 
         ~64      COMB14         Min      0.0000 
         ~64         INV         Max      0.0000 
         ~64         INV         Min      0.0000 
         ~65          PP                  0.0000 
         ~65        PERM                  0.0000 
         ~65        NEVE                  0.0000 
         ~65      VENTOX                  0.0000 
         ~65      VENTOY                  0.0000 
         ~65      SISMAX         Max      0.0000 
         ~65      SISMAY         Max      0.0000 
         ~65        TERM                  0.0000 
         ~65       COMB1         Max      0.0000 
         ~65       COMB1         Min      0.0000 
         ~65       COMB2         Max      0.0000 
         ~65       COMB2         Min      0.0000 
         ~65       COMB3         Max      0.0000 
         ~65       COMB3         Min      0.0000 
         ~65       COMB4         Max      0.0000 
         ~65       COMB4         Min      0.0000 
         ~65       COMB5         Max      0.0000 
         ~65       COMB5         Min      0.0000 
         ~65       COMB6         Max      0.0000 
         ~65       COMB6         Min      0.0000 
         ~65       COMB7         Max      0.0000 
         ~65       COMB7         Min      0.0000 
         ~65       COMB8         Max      0.0000 
         ~65       COMB8         Min      0.0000 
         ~65       COMB9         Max      0.0000 
         ~65       COMB9         Min      0.0000 
         ~65      COMB10         Max      0.0000 
         ~65      COMB10         Min      0.0000 
         ~65      COMB11         Max      0.0000 
         ~65      COMB11         Min      0.0000 
         ~65      COMB12         Max      0.0000 
         ~65      COMB12         Min      0.0000 
         ~65      COMB13         Max      0.0000 
         ~65      COMB13         Min      0.0000 
         ~65      COMB14         Max      0.0000 
         ~65      COMB14         Min      0.0000 
         ~65         INV         Max      0.0000 
         ~65         INV         Min      0.0000 
         ~66          PP                  0.0000 
         ~66        PERM                  0.0000 
         ~66        NEVE                  0.0000 
         ~66      VENTOX                  0.0000 
         ~66      VENTOY                  0.0000 
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         ~66      SISMAX         Max      0.0000 
         ~66      SISMAY         Max      0.0000 
         ~66        TERM                  0.0000 
         ~66       COMB1         Max      0.0000 
         ~66       COMB1         Min      0.0000 
         ~66       COMB2         Max      0.0000 
         ~66       COMB2         Min      0.0000 
         ~66       COMB3         Max      0.0000 
         ~66       COMB3         Min      0.0000 
         ~66       COMB4         Max      0.0000 
         ~66       COMB4         Min      0.0000 
         ~66       COMB5         Max      0.0000 
         ~66       COMB5         Min      0.0000 
         ~66       COMB6         Max      0.0000 
         ~66       COMB6         Min      0.0000 
         ~66       COMB7         Max      0.0000 
         ~66       COMB7         Min      0.0000 
         ~66       COMB8         Max      0.0000 
         ~66       COMB8         Min      0.0000 
         ~66       COMB9         Max      0.0000 
         ~66       COMB9         Min      0.0000 
         ~66      COMB10         Max      0.0000 
         ~66      COMB10         Min      0.0000 
         ~66      COMB11         Max      0.0000 
         ~66      COMB11         Min      0.0000 
         ~66      COMB12         Max      0.0000 
         ~66      COMB12         Min      0.0000 
         ~66      COMB13         Max      0.0000 
         ~66      COMB13         Min      0.0000 
         ~66      COMB14         Max      0.0000 
         ~66      COMB14         Min      0.0000 
         ~66         INV         Max      0.0000 
         ~66         INV         Min      0.0000 
         ~67          PP                  0.0000 
         ~67        PERM                  0.0000 
         ~67        NEVE                  0.0000 
         ~67      VENTOX                  0.0000 
         ~67      VENTOY                  0.0000 
         ~67      SISMAX         Max      0.0000 
         ~67      SISMAY         Max      0.0000 
         ~67        TERM                  0.0000 
         ~67       COMB1         Max      0.0000 
         ~67       COMB1         Min      0.0000 
         ~67       COMB2         Max      0.0000 
         ~67       COMB2         Min      0.0000 
         ~67       COMB3         Max      0.0000 
         ~67       COMB3         Min      0.0000 
         ~67       COMB4         Max      0.0000 
         ~67       COMB4         Min      0.0000 
         ~67       COMB5         Max      0.0000 
         ~67       COMB5         Min      0.0000 
         ~67       COMB6         Max      0.0000 
         ~67       COMB6         Min      0.0000 
         ~67       COMB7         Max      0.0000 
         ~67       COMB7         Min      0.0000 
         ~67       COMB8         Max      0.0000 
         ~67       COMB8         Min      0.0000 
         ~67       COMB9         Max      0.0000 
         ~67       COMB9         Min      0.0000 
         ~67      COMB10         Max      0.0000 
         ~67      COMB10         Min      0.0000 
         ~67      COMB11         Max      0.0000 
         ~67      COMB11         Min      0.0000 
         ~67      COMB12         Max      0.0000 
         ~67      COMB12         Min      0.0000 
         ~67      COMB13         Max      0.0000 
         ~67      COMB13         Min      0.0000 
         ~67      COMB14         Max      0.0000 
         ~67      COMB14         Min      0.0000 
         ~67         INV         Max      0.0000 
         ~67         INV         Min      0.0000 
         ~68          PP                  0.0000 
         ~68        PERM                  0.0000 
         ~68        NEVE                  0.0000 
         ~68      VENTOX                  0.0000 
         ~68      VENTOY                  0.0000 
         ~68      SISMAX         Max      0.0000 
         ~68      SISMAY         Max      0.0000 
         ~68        TERM                  0.0000 
         ~68       COMB1         Max      0.0000 
         ~68       COMB1         Min      0.0000 
         ~68       COMB2         Max      0.0000 
         ~68       COMB2         Min      0.0000 
         ~68       COMB3         Max      0.0000 
         ~68       COMB3         Min      0.0000 
         ~68       COMB4         Max      0.0000 
         ~68       COMB4         Min      0.0000 
         ~68       COMB5         Max      0.0000 
         ~68       COMB5         Min      0.0000 
         ~68       COMB6         Max      0.0000 
         ~68       COMB6         Min      0.0000 
         ~68       COMB7         Max      0.0000 
         ~68       COMB7         Min      0.0000 
         ~68       COMB8         Max      0.0000 
         ~68       COMB8         Min      0.0000 
         ~68       COMB9         Max      0.0000 
         ~68       COMB9         Min      0.0000 
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         ~68      COMB10         Max      0.0000 
         ~68      COMB10         Min      0.0000 
         ~68      COMB11         Max      0.0000 
         ~68      COMB11         Min      0.0000 
         ~68      COMB12         Max      0.0000 
         ~68      COMB12         Min      0.0000 
         ~68      COMB13         Max      0.0000 
         ~68      COMB13         Min      0.0000 
         ~68      COMB14         Max      0.0000 
         ~68      COMB14         Min      0.0000 
         ~68         INV         Max      0.0000 
         ~68         INV         Min      0.0000 
         ~69          PP                  0.0000 
         ~69        PERM                  0.0000 
         ~69        NEVE                  0.0000 
         ~69      VENTOX                  0.0000 
         ~69      VENTOY                  0.0000 
         ~69      SISMAX         Max      0.0000 
         ~69      SISMAY         Max      0.0000 
         ~69        TERM                  0.0000 
         ~69       COMB1         Max      0.0000 
         ~69       COMB1         Min      0.0000 
         ~69       COMB2         Max      0.0000 
         ~69       COMB2         Min      0.0000 
         ~69       COMB3         Max      0.0000 
         ~69       COMB3         Min      0.0000 
         ~69       COMB4         Max      0.0000 
         ~69       COMB4         Min      0.0000 
         ~69       COMB5         Max      0.0000 
         ~69       COMB5         Min      0.0000 
         ~69       COMB6         Max      0.0000 
         ~69       COMB6         Min      0.0000 
         ~69       COMB7         Max      0.0000 
         ~69       COMB7         Min      0.0000 
         ~69       COMB8         Max      0.0000 
         ~69       COMB8         Min      0.0000 
         ~69       COMB9         Max      0.0000 
         ~69       COMB9         Min      0.0000 
         ~69      COMB10         Max      0.0000 
         ~69      COMB10         Min      0.0000 
         ~69      COMB11         Max      0.0000 
         ~69      COMB11         Min      0.0000 
         ~69      COMB12         Max      0.0000 
         ~69      COMB12         Min      0.0000 
         ~69      COMB13         Max      0.0000 
         ~69      COMB13         Min      0.0000 
         ~69      COMB14         Max      0.0000 
         ~69      COMB14         Min      0.0000 
         ~69         INV         Max      0.0000 
         ~69         INV         Min      0.0000 
         ~70          PP                  0.0000 
         ~70        PERM                  0.0000 
         ~70        NEVE                  0.0000 
         ~70      VENTOX                  0.0000 
         ~70      VENTOY                  0.0000 
         ~70      SISMAX         Max      0.0000 
         ~70      SISMAY         Max      0.0000 
         ~70        TERM                  0.0000 
         ~70       COMB1         Max      0.0000 
         ~70       COMB1         Min      0.0000 
         ~70       COMB2         Max      0.0000 
         ~70       COMB2         Min      0.0000 
         ~70       COMB3         Max      0.0000 
         ~70       COMB3         Min      0.0000 
         ~70       COMB4         Max      0.0000 
         ~70       COMB4         Min      0.0000 
         ~70       COMB5         Max      0.0000 
         ~70       COMB5         Min      0.0000 
         ~70       COMB6         Max      0.0000 
         ~70       COMB6         Min      0.0000 
         ~70       COMB7         Max      0.0000 
         ~70       COMB7         Min      0.0000 
         ~70       COMB8         Max      0.0000 
         ~70       COMB8         Min      0.0000 
         ~70       COMB9         Max      0.0000 
         ~70       COMB9         Min      0.0000 
         ~70      COMB10         Max      0.0000 
         ~70      COMB10         Min      0.0000 
         ~70      COMB11         Max      0.0000 
         ~70      COMB11         Min      0.0000 
         ~70      COMB12         Max      0.0000 
         ~70      COMB12         Min      0.0000 
         ~70      COMB13         Max      0.0000 
         ~70      COMB13         Min      0.0000 
         ~70      COMB14         Max      0.0000 
         ~70      COMB14         Min      0.0000 
         ~70         INV         Max      0.0000 
         ~70         INV         Min      0.0000 
         ~71          PP                  0.0000 
         ~71        PERM                  0.0000 
         ~71        NEVE                  0.0000 
         ~71      VENTOX                  0.0000 
         ~71      VENTOY                  0.0000 
         ~71      SISMAX         Max      0.0000 
         ~71      SISMAY         Max      0.0000 
         ~71        TERM                  0.0000 
         ~71       COMB1         Max      0.0000 
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         ~71       COMB1         Min      0.0000 
         ~71       COMB2         Max      0.0000 
         ~71       COMB2         Min      0.0000 
         ~71       COMB3         Max      0.0000 
         ~71       COMB3         Min      0.0000 
         ~71       COMB4         Max      0.0000 
         ~71       COMB4         Min      0.0000 
         ~71       COMB5         Max      0.0000 
         ~71       COMB5         Min      0.0000 
         ~71       COMB6         Max      0.0000 
         ~71       COMB6         Min      0.0000 
         ~71       COMB7         Max      0.0000 
         ~71       COMB7         Min      0.0000 
         ~71       COMB8         Max      0.0000 
         ~71       COMB8         Min      0.0000 
         ~71       COMB9         Max      0.0000 
         ~71       COMB9         Min      0.0000 
         ~71      COMB10         Max      0.0000 
         ~71      COMB10         Min      0.0000 
         ~71      COMB11         Max      0.0000 
         ~71      COMB11         Min      0.0000 
         ~71      COMB12         Max      0.0000 
         ~71      COMB12         Min      0.0000 
         ~71      COMB13         Max      0.0000 
         ~71      COMB13         Min      0.0000 
         ~71      COMB14         Max      0.0000 
         ~71      COMB14         Min      0.0000 
         ~71         INV         Max      0.0000 
         ~71         INV         Min      0.0000 
         ~72          PP                  0.0000 
         ~72        PERM                  0.0000 
         ~72        NEVE                  0.0000 
         ~72      VENTOX                  0.0000 
         ~72      VENTOY                  0.0000 
         ~72      SISMAX         Max      0.0000 
         ~72      SISMAY         Max      0.0000 
         ~72        TERM                  0.0000 
         ~72       COMB1         Max      0.0000 
         ~72       COMB1         Min      0.0000 
         ~72       COMB2         Max      0.0000 
         ~72       COMB2         Min      0.0000 
         ~72       COMB3         Max      0.0000 
         ~72       COMB3         Min      0.0000 
         ~72       COMB4         Max      0.0000 
         ~72       COMB4         Min      0.0000 
         ~72       COMB5         Max      0.0000 
         ~72       COMB5         Min      0.0000 
         ~72       COMB6         Max      0.0000 
         ~72       COMB6         Min      0.0000 
         ~72       COMB7         Max      0.0000 
         ~72       COMB7         Min      0.0000 
         ~72       COMB8         Max      0.0000 
         ~72       COMB8         Min      0.0000 
         ~72       COMB9         Max      0.0000 
         ~72       COMB9         Min      0.0000 
         ~72      COMB10         Max      0.0000 
         ~72      COMB10         Min      0.0000 
         ~72      COMB11         Max      0.0000 
         ~72      COMB11         Min      0.0000 
         ~72      COMB12         Max      0.0000 
         ~72      COMB12         Min      0.0000 
         ~72      COMB13         Max      0.0000 
         ~72      COMB13         Min      0.0000 
         ~72      COMB14         Max      0.0000 
         ~72      COMB14         Min      0.0000 
         ~72         INV         Max      0.0000 
         ~72         INV         Min      0.0000 
         ~73          PP                  0.0000 
         ~73        PERM                  0.0000 
         ~73        NEVE                  0.0000 
         ~73      VENTOX                  0.0000 
         ~73      VENTOY                  0.0000 
         ~73      SISMAX         Max      0.0000 
         ~73      SISMAY         Max      0.0000 
         ~73        TERM                  0.0000 
         ~73       COMB1         Max      0.0000 
         ~73       COMB1         Min      0.0000 
         ~73       COMB2         Max      0.0000 
         ~73       COMB2         Min      0.0000 
         ~73       COMB3         Max      0.0000 
         ~73       COMB3         Min      0.0000 
         ~73       COMB4         Max      0.0000 
         ~73       COMB4         Min      0.0000 
         ~73       COMB5         Max      0.0000 
         ~73       COMB5         Min      0.0000 
         ~73       COMB6         Max      0.0000 
         ~73       COMB6         Min      0.0000 
         ~73       COMB7         Max      0.0000 
         ~73       COMB7         Min      0.0000 
         ~73       COMB8         Max      0.0000 
         ~73       COMB8         Min      0.0000 
         ~73       COMB9         Max      0.0000 
         ~73       COMB9         Min      0.0000 
         ~73      COMB10         Max      0.0000 
         ~73      COMB10         Min      0.0000 
         ~73      COMB11         Max      0.0000 
         ~73      COMB11         Min      0.0000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

775/ 799 

 
         ~73      COMB12         Max      0.0000 
         ~73      COMB12         Min      0.0000 
         ~73      COMB13         Max      0.0000 
         ~73      COMB13         Min      0.0000 
         ~73      COMB14         Max      0.0000 
         ~73      COMB14         Min      0.0000 
         ~73         INV         Max      0.0000 
         ~73         INV         Min      0.0000 
         ~74          PP                  0.0000 
         ~74        PERM                  0.0000 
         ~74        NEVE                  0.0000 
         ~74      VENTOX                  0.0000 
         ~74      VENTOY                  0.0000 
         ~74      SISMAX         Max      0.0000 
         ~74      SISMAY         Max      0.0000 
         ~74        TERM                  0.0000 
         ~74       COMB1         Max      0.0000 
         ~74       COMB1         Min      0.0000 
         ~74       COMB2         Max      0.0000 
         ~74       COMB2         Min      0.0000 
         ~74       COMB3         Max      0.0000 
         ~74       COMB3         Min      0.0000 
         ~74       COMB4         Max      0.0000 
         ~74       COMB4         Min      0.0000 
         ~74       COMB5         Max      0.0000 
         ~74       COMB5         Min      0.0000 
         ~74       COMB6         Max      0.0000 
         ~74       COMB6         Min      0.0000 
         ~74       COMB7         Max      0.0000 
         ~74       COMB7         Min      0.0000 
         ~74       COMB8         Max      0.0000 
         ~74       COMB8         Min      0.0000 
         ~74       COMB9         Max      0.0000 
         ~74       COMB9         Min      0.0000 
         ~74      COMB10         Max      0.0000 
         ~74      COMB10         Min      0.0000 
         ~74      COMB11         Max      0.0000 
         ~74      COMB11         Min      0.0000 
         ~74      COMB12         Max      0.0000 
         ~74      COMB12         Min      0.0000 
         ~74      COMB13         Max      0.0000 
         ~74      COMB13         Min      0.0000 
         ~74      COMB14         Max      0.0000 
         ~74      COMB14         Min      0.0000 
         ~74         INV         Max      0.0000 
         ~74         INV         Min      0.0000 
         ~75          PP                  0.0000 
         ~75        PERM                  0.0000 
         ~75        NEVE                  0.0000 
         ~75      VENTOX                  0.0000 
         ~75      VENTOY                  0.0000 
         ~75      SISMAX         Max      0.0000 
         ~75      SISMAY         Max      0.0000 
         ~75        TERM                  0.0000 
         ~75       COMB1         Max      0.0000 
         ~75       COMB1         Min      0.0000 
         ~75       COMB2         Max      0.0000 
         ~75       COMB2         Min      0.0000 
         ~75       COMB3         Max      0.0000 
         ~75       COMB3         Min      0.0000 
         ~75       COMB4         Max      0.0000 
         ~75       COMB4         Min      0.0000 
         ~75       COMB5         Max      0.0000 
         ~75       COMB5         Min      0.0000 
         ~75       COMB6         Max      0.0000 
         ~75       COMB6         Min      0.0000 
         ~75       COMB7         Max      0.0000 
         ~75       COMB7         Min      0.0000 
         ~75       COMB8         Max      0.0000 
         ~75       COMB8         Min      0.0000 
         ~75       COMB9         Max      0.0000 
         ~75       COMB9         Min      0.0000 
         ~75      COMB10         Max      0.0000 
         ~75      COMB10         Min      0.0000 
         ~75      COMB11         Max      0.0000 
         ~75      COMB11         Min      0.0000 
         ~75      COMB12         Max      0.0000 
         ~75      COMB12         Min      0.0000 
         ~75      COMB13         Max      0.0000 
         ~75      COMB13         Min      0.0000 
         ~75      COMB14         Max      0.0000 
         ~75      COMB14         Min      0.0000 
         ~75         INV         Max      0.0000 
         ~75         INV         Min      0.0000 
         ~76          PP                  0.0000 
         ~76        PERM                  0.0000 
         ~76        NEVE                  0.0000 
         ~76      VENTOX                  0.0000 
         ~76      VENTOY                  0.0000 
         ~76      SISMAX         Max      0.0000 
         ~76      SISMAY         Max      0.0000 
         ~76        TERM                  0.0000 
         ~76       COMB1         Max      0.0000 
         ~76       COMB1         Min      0.0000 
         ~76       COMB2         Max      0.0000 
         ~76       COMB2         Min      0.0000 
         ~76       COMB3         Max      0.0000 
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         ~76       COMB3         Min      0.0000 
         ~76       COMB4         Max      0.0000 
         ~76       COMB4         Min      0.0000 
         ~76       COMB5         Max      0.0000 
         ~76       COMB5         Min      0.0000 
         ~76       COMB6         Max      0.0000 
         ~76       COMB6         Min      0.0000 
         ~76       COMB7         Max      0.0000 
         ~76       COMB7         Min      0.0000 
         ~76       COMB8         Max      0.0000 
         ~76       COMB8         Min      0.0000 
         ~76       COMB9         Max      0.0000 
         ~76       COMB9         Min      0.0000 
         ~76      COMB10         Max      0.0000 
         ~76      COMB10         Min      0.0000 
         ~76      COMB11         Max      0.0000 
         ~76      COMB11         Min      0.0000 
         ~76      COMB12         Max      0.0000 
         ~76      COMB12         Min      0.0000 
         ~76      COMB13         Max      0.0000 
         ~76      COMB13         Min      0.0000 
         ~76      COMB14         Max      0.0000 
         ~76      COMB14         Min      0.0000 
         ~76         INV         Max      0.0000 
         ~76         INV         Min      0.0000 
         ~77          PP                  0.0000 
         ~77        PERM                  0.0000 
         ~77        NEVE                  0.0000 
         ~77      VENTOX                  0.0000 
         ~77      VENTOY                  0.0000 
         ~77      SISMAX         Max      0.0000 
         ~77      SISMAY         Max      0.0000 
         ~77        TERM                  0.0000 
         ~77       COMB1         Max      0.0000 
         ~77       COMB1         Min      0.0000 
         ~77       COMB2         Max      0.0000 
         ~77       COMB2         Min      0.0000 
         ~77       COMB3         Max      0.0000 
         ~77       COMB3         Min      0.0000 
         ~77       COMB4         Max      0.0000 
         ~77       COMB4         Min      0.0000 
         ~77       COMB5         Max      0.0000 
         ~77       COMB5         Min      0.0000 
         ~77       COMB6         Max      0.0000 
         ~77       COMB6         Min      0.0000 
         ~77       COMB7         Max      0.0000 
         ~77       COMB7         Min      0.0000 
         ~77       COMB8         Max      0.0000 
         ~77       COMB8         Min      0.0000 
         ~77       COMB9         Max      0.0000 
         ~77       COMB9         Min      0.0000 
         ~77      COMB10         Max      0.0000 
         ~77      COMB10         Min      0.0000 
         ~77      COMB11         Max      0.0000 
         ~77      COMB11         Min      0.0000 
         ~77      COMB12         Max      0.0000 
         ~77      COMB12         Min      0.0000 
         ~77      COMB13         Max      0.0000 
         ~77      COMB13         Min      0.0000 
         ~77      COMB14         Max      0.0000 
         ~77      COMB14         Min      0.0000 
         ~77         INV         Max      0.0000 
         ~77         INV         Min      0.0000 
         ~78          PP                  0.0000 
         ~78        PERM                  0.0000 
         ~78        NEVE                  0.0000 
         ~78      VENTOX                  0.0000 
         ~78      VENTOY                  0.0000 
         ~78      SISMAX         Max      0.0000 
         ~78      SISMAY         Max      0.0000 
         ~78        TERM                  0.0000 
         ~78       COMB1         Max      0.0000 
         ~78       COMB1         Min      0.0000 
         ~78       COMB2         Max      0.0000 
         ~78       COMB2         Min      0.0000 
         ~78       COMB3         Max      0.0000 
         ~78       COMB3         Min      0.0000 
         ~78       COMB4         Max      0.0000 
         ~78       COMB4         Min      0.0000 
         ~78       COMB5         Max      0.0000 
         ~78       COMB5         Min      0.0000 
         ~78       COMB6         Max      0.0000 
         ~78       COMB6         Min      0.0000 
         ~78       COMB7         Max      0.0000 
         ~78       COMB7         Min      0.0000 
         ~78       COMB8         Max      0.0000 
         ~78       COMB8         Min      0.0000 
         ~78       COMB9         Max      0.0000 
         ~78       COMB9         Min      0.0000 
         ~78      COMB10         Max      0.0000 
         ~78      COMB10         Min      0.0000 
         ~78      COMB11         Max      0.0000 
         ~78      COMB11         Min      0.0000 
         ~78      COMB12         Max      0.0000 
         ~78      COMB12         Min      0.0000 
         ~78      COMB13         Max      0.0000 
         ~78      COMB13         Min      0.0000 
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         ~78      COMB14         Max      0.0000 
         ~78      COMB14         Min      0.0000 
         ~78         INV         Max      0.0000 
         ~78         INV         Min      0.0000 
         ~79          PP                  0.0000 
         ~79        PERM                  0.0000 
         ~79        NEVE                  0.0000 
         ~79      VENTOX                  0.0000 
         ~79      VENTOY                  0.0000 
         ~79      SISMAX         Max      0.0000 
         ~79      SISMAY         Max      0.0000 
         ~79        TERM                  0.0000 
         ~79       COMB1         Max      0.0000 
         ~79       COMB1         Min      0.0000 
         ~79       COMB2         Max      0.0000 
         ~79       COMB2         Min      0.0000 
         ~79       COMB3         Max      0.0000 
         ~79       COMB3         Min      0.0000 
         ~79       COMB4         Max      0.0000 
         ~79       COMB4         Min      0.0000 
         ~79       COMB5         Max      0.0000 
         ~79       COMB5         Min      0.0000 
         ~79       COMB6         Max      0.0000 
         ~79       COMB6         Min      0.0000 
         ~79       COMB7         Max      0.0000 
         ~79       COMB7         Min      0.0000 
         ~79       COMB8         Max      0.0000 
         ~79       COMB8         Min      0.0000 
         ~79       COMB9         Max      0.0000 
         ~79       COMB9         Min      0.0000 
         ~79      COMB10         Max      0.0000 
         ~79      COMB10         Min      0.0000 
         ~79      COMB11         Max      0.0000 
         ~79      COMB11         Min      0.0000 
         ~79      COMB12         Max      0.0000 
         ~79      COMB12         Min      0.0000 
         ~79      COMB13         Max      0.0000 
         ~79      COMB13         Min      0.0000 
         ~79      COMB14         Max      0.0000 
         ~79      COMB14         Min      0.0000 
         ~79         INV         Max      0.0000 
         ~79         INV         Min      0.0000 
         ~80          PP                  0.0000 
         ~80        PERM                  0.0000 
         ~80        NEVE                  0.0000 
         ~80      VENTOX                  0.0000 
         ~80      VENTOY                  0.0000 
         ~80      SISMAX         Max      0.0000 
         ~80      SISMAY         Max      0.0000 
         ~80        TERM                  0.0000 
         ~80       COMB1         Max      0.0000 
         ~80       COMB1         Min      0.0000 
         ~80       COMB2         Max      0.0000 
         ~80       COMB2         Min      0.0000 
         ~80       COMB3         Max      0.0000 
         ~80       COMB3         Min      0.0000 
         ~80       COMB4         Max      0.0000 
         ~80       COMB4         Min      0.0000 
         ~80       COMB5         Max      0.0000 
         ~80       COMB5         Min      0.0000 
         ~80       COMB6         Max      0.0000 
         ~80       COMB6         Min      0.0000 
         ~80       COMB7         Max      0.0000 
         ~80       COMB7         Min      0.0000 
         ~80       COMB8         Max      0.0000 
         ~80       COMB8         Min      0.0000 
         ~80       COMB9         Max      0.0000 
         ~80       COMB9         Min      0.0000 
         ~80      COMB10         Max      0.0000 
         ~80      COMB10         Min      0.0000 
         ~80      COMB11         Max      0.0000 
         ~80      COMB11         Min      0.0000 
         ~80      COMB12         Max      0.0000 
         ~80      COMB12         Min      0.0000 
         ~80      COMB13         Max      0.0000 
         ~80      COMB13         Min      0.0000 
         ~80      COMB14         Max      0.0000 
         ~80      COMB14         Min      0.0000 
         ~80         INV         Max      0.0000 
         ~80         INV         Min      0.0000 
         ~81          PP                  0.0000 
         ~81        PERM                  0.0000 
         ~81        NEVE                  0.0000 
         ~81      VENTOX                  0.0000 
         ~81      VENTOY                  0.0000 
         ~81      SISMAX         Max      0.0000 
         ~81      SISMAY         Max      0.0000 
         ~81        TERM                  0.0000 
         ~81       COMB1         Max      0.0000 
         ~81       COMB1         Min      0.0000 
         ~81       COMB2         Max      0.0000 
         ~81       COMB2         Min      0.0000 
         ~81       COMB3         Max      0.0000 
         ~81       COMB3         Min      0.0000 
         ~81       COMB4         Max      0.0000 
         ~81       COMB4         Min      0.0000 
         ~81       COMB5         Max      0.0000 
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         ~81       COMB5         Min      0.0000 
         ~81       COMB6         Max      0.0000 
         ~81       COMB6         Min      0.0000 
         ~81       COMB7         Max      0.0000 
         ~81       COMB7         Min      0.0000 
         ~81       COMB8         Max      0.0000 
         ~81       COMB8         Min      0.0000 
         ~81       COMB9         Max      0.0000 
         ~81       COMB9         Min      0.0000 
         ~81      COMB10         Max      0.0000 
         ~81      COMB10         Min      0.0000 
         ~81      COMB11         Max      0.0000 
         ~81      COMB11         Min      0.0000 
         ~81      COMB12         Max      0.0000 
         ~81      COMB12         Min      0.0000 
         ~81      COMB13         Max      0.0000 
         ~81      COMB13         Min      0.0000 
         ~81      COMB14         Max      0.0000 
         ~81      COMB14         Min      0.0000 
         ~81         INV         Max      0.0000 
         ~81         INV         Min      0.0000 
         ~82          PP                  0.0000 
         ~82        PERM                  0.0000 
         ~82        NEVE                  0.0000 
         ~82      VENTOX                  0.0000 
         ~82      VENTOY                  0.0000 
         ~82      SISMAX         Max      0.0000 
         ~82      SISMAY         Max      0.0000 
         ~82        TERM                  0.0000 
         ~82       COMB1         Max      0.0000 
         ~82       COMB1         Min      0.0000 
         ~82       COMB2         Max      0.0000 
         ~82       COMB2         Min      0.0000 
         ~82       COMB3         Max      0.0000 
         ~82       COMB3         Min      0.0000 
         ~82       COMB4         Max      0.0000 
         ~82       COMB4         Min      0.0000 
         ~82       COMB5         Max      0.0000 
         ~82       COMB5         Min      0.0000 
         ~82       COMB6         Max      0.0000 
         ~82       COMB6         Min      0.0000 
         ~82       COMB7         Max      0.0000 
         ~82       COMB7         Min      0.0000 
         ~82       COMB8         Max      0.0000 
         ~82       COMB8         Min      0.0000 
         ~82       COMB9         Max      0.0000 
         ~82       COMB9         Min      0.0000 
         ~82      COMB10         Max      0.0000 
         ~82      COMB10         Min      0.0000 
         ~82      COMB11         Max      0.0000 
         ~82      COMB11         Min      0.0000 
         ~82      COMB12         Max      0.0000 
         ~82      COMB12         Min      0.0000 
         ~82      COMB13         Max      0.0000 
         ~82      COMB13         Min      0.0000 
         ~82      COMB14         Max      0.0000 
         ~82      COMB14         Min      0.0000 
         ~82         INV         Max      0.0000 
         ~82         INV         Min      0.0000 
         ~83          PP                  0.0000 
         ~83        PERM                  0.0000 
         ~83        NEVE                  0.0000 
         ~83      VENTOX                  0.0000 
         ~83      VENTOY                  0.0000 
         ~83      SISMAX         Max      0.0000 
         ~83      SISMAY         Max      0.0000 
         ~83        TERM                  0.0000 
         ~83       COMB1         Max      0.0000 
         ~83       COMB1         Min      0.0000 
         ~83       COMB2         Max      0.0000 
         ~83       COMB2         Min      0.0000 
         ~83       COMB3         Max      0.0000 
         ~83       COMB3         Min      0.0000 
         ~83       COMB4         Max      0.0000 
         ~83       COMB4         Min      0.0000 
         ~83       COMB5         Max      0.0000 
         ~83       COMB5         Min      0.0000 
         ~83       COMB6         Max      0.0000 
         ~83       COMB6         Min      0.0000 
         ~83       COMB7         Max      0.0000 
         ~83       COMB7         Min      0.0000 
         ~83       COMB8         Max      0.0000 
         ~83       COMB8         Min      0.0000 
         ~83       COMB9         Max      0.0000 
         ~83       COMB9         Min      0.0000 
         ~83      COMB10         Max      0.0000 
         ~83      COMB10         Min      0.0000 
         ~83      COMB11         Max      0.0000 
         ~83      COMB11         Min      0.0000 
         ~83      COMB12         Max      0.0000 
         ~83      COMB12         Min      0.0000 
         ~83      COMB13         Max      0.0000 
         ~83      COMB13         Min      0.0000 
         ~83      COMB14         Max      0.0000 
         ~83      COMB14         Min      0.0000 
         ~83         INV         Max      0.0000 
         ~83         INV         Min      0.0000 
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         ~84          PP                  0.0000 
         ~84        PERM                  0.0000 
         ~84        NEVE                  0.0000 
         ~84      VENTOX                  0.0000 
         ~84      VENTOY                  0.0000 
         ~84      SISMAX         Max      0.0000 
         ~84      SISMAY         Max      0.0000 
         ~84        TERM                  0.0000 
         ~84       COMB1         Max      0.0000 
         ~84       COMB1         Min      0.0000 
         ~84       COMB2         Max      0.0000 
         ~84       COMB2         Min      0.0000 
         ~84       COMB3         Max      0.0000 
         ~84       COMB3         Min      0.0000 
         ~84       COMB4         Max      0.0000 
         ~84       COMB4         Min      0.0000 
         ~84       COMB5         Max      0.0000 
         ~84       COMB5         Min      0.0000 
         ~84       COMB6         Max      0.0000 
         ~84       COMB6         Min      0.0000 
         ~84       COMB7         Max      0.0000 
         ~84       COMB7         Min      0.0000 
         ~84       COMB8         Max      0.0000 
         ~84       COMB8         Min      0.0000 
         ~84       COMB9         Max      0.0000 
         ~84       COMB9         Min      0.0000 
         ~84      COMB10         Max      0.0000 
         ~84      COMB10         Min      0.0000 
         ~84      COMB11         Max      0.0000 
         ~84      COMB11         Min      0.0000 
         ~84      COMB12         Max      0.0000 
         ~84      COMB12         Min      0.0000 
         ~84      COMB13         Max      0.0000 
         ~84      COMB13         Min      0.0000 
         ~84      COMB14         Max      0.0000 
         ~84      COMB14         Min      0.0000 
         ~84         INV         Max      0.0000 
         ~84         INV         Min      0.0000 
         ~85          PP                  0.0000 
         ~85        PERM                  0.0000 
         ~85        NEVE                  0.0000 
         ~85      VENTOX                  0.0000 
         ~85      VENTOY                  0.0000 
         ~85      SISMAX         Max      0.0000 
         ~85      SISMAY         Max      0.0000 
         ~85        TERM                  0.0000 
         ~85       COMB1         Max      0.0000 
         ~85       COMB1         Min      0.0000 
         ~85       COMB2         Max      0.0000 
         ~85       COMB2         Min      0.0000 
         ~85       COMB3         Max      0.0000 
         ~85       COMB3         Min      0.0000 
         ~85       COMB4         Max      0.0000 
         ~85       COMB4         Min      0.0000 
         ~85       COMB5         Max      0.0000 
         ~85       COMB5         Min      0.0000 
         ~85       COMB6         Max      0.0000 
         ~85       COMB6         Min      0.0000 
         ~85       COMB7         Max      0.0000 
         ~85       COMB7         Min      0.0000 
         ~85       COMB8         Max      0.0000 
         ~85       COMB8         Min      0.0000 
         ~85       COMB9         Max      0.0000 
         ~85       COMB9         Min      0.0000 
         ~85      COMB10         Max      0.0000 
         ~85      COMB10         Min      0.0000 
         ~85      COMB11         Max      0.0000 
         ~85      COMB11         Min      0.0000 
         ~85      COMB12         Max      0.0000 
         ~85      COMB12         Min      0.0000 
         ~85      COMB13         Max      0.0000 
         ~85      COMB13         Min      0.0000 
         ~85      COMB14         Max      0.0000 
         ~85      COMB14         Min      0.0000 
         ~85         INV         Max      0.0000 
         ~85         INV         Min      0.0000 
         ~86          PP                  0.0000 
         ~86        PERM                  0.0000 
         ~86        NEVE                  0.0000 
         ~86      VENTOX                  0.0000 
         ~86      VENTOY                  0.0000 
         ~86      SISMAX         Max      0.0000 
         ~86      SISMAY         Max      0.0000 
         ~86        TERM                  0.0000 
         ~86       COMB1         Max      0.0000 
         ~86       COMB1         Min      0.0000 
         ~86       COMB2         Max      0.0000 
         ~86       COMB2         Min      0.0000 
         ~86       COMB3         Max      0.0000 
         ~86       COMB3         Min      0.0000 
         ~86       COMB4         Max      0.0000 
         ~86       COMB4         Min      0.0000 
         ~86       COMB5         Max      0.0000 
         ~86       COMB5         Min      0.0000 
         ~86       COMB6         Max      0.0000 
         ~86       COMB6         Min      0.0000 
         ~86       COMB7         Max      0.0000 
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         ~86       COMB7         Min      0.0000 
         ~86       COMB8         Max      0.0000 
         ~86       COMB8         Min      0.0000 
         ~86       COMB9         Max      0.0000 
         ~86       COMB9         Min      0.0000 
         ~86      COMB10         Max      0.0000 
         ~86      COMB10         Min      0.0000 
         ~86      COMB11         Max      0.0000 
         ~86      COMB11         Min      0.0000 
         ~86      COMB12         Max      0.0000 
         ~86      COMB12         Min      0.0000 
         ~86      COMB13         Max      0.0000 
         ~86      COMB13         Min      0.0000 
         ~86      COMB14         Max      0.0000 
         ~86      COMB14         Min      0.0000 
         ~86         INV         Max      0.0000 
         ~86         INV         Min      0.0000 
         ~87          PP                  0.0000 
         ~87        PERM                  0.0000 
         ~87        NEVE                  0.0000 
         ~87      VENTOX                  0.0000 
         ~87      VENTOY                  0.0000 
         ~87      SISMAX         Max      0.0000 
         ~87      SISMAY         Max      0.0000 
         ~87        TERM                  0.0000 
         ~87       COMB1         Max      0.0000 
         ~87       COMB1         Min      0.0000 
         ~87       COMB2         Max      0.0000 
         ~87       COMB2         Min      0.0000 
         ~87       COMB3         Max      0.0000 
         ~87       COMB3         Min      0.0000 
         ~87       COMB4         Max      0.0000 
         ~87       COMB4         Min      0.0000 
         ~87       COMB5         Max      0.0000 
         ~87       COMB5         Min      0.0000 
         ~87       COMB6         Max      0.0000 
         ~87       COMB6         Min      0.0000 
         ~87       COMB7         Max      0.0000 
         ~87       COMB7         Min      0.0000 
         ~87       COMB8         Max      0.0000 
         ~87       COMB8         Min      0.0000 
         ~87       COMB9         Max      0.0000 
         ~87       COMB9         Min      0.0000 
         ~87      COMB10         Max      0.0000 
         ~87      COMB10         Min      0.0000 
         ~87      COMB11         Max      0.0000 
         ~87      COMB11         Min      0.0000 
         ~87      COMB12         Max      0.0000 
         ~87      COMB12         Min      0.0000 
         ~87      COMB13         Max      0.0000 
         ~87      COMB13         Min      0.0000 
         ~87      COMB14         Max      0.0000 
         ~87      COMB14         Min      0.0000 
         ~87         INV         Max      0.0000 
         ~87         INV         Min      0.0000 
         ~88          PP                  0.0000 
         ~88        PERM                  0.0000 
         ~88        NEVE                  0.0000 
         ~88      VENTOX                  0.0000 
         ~88      VENTOY                  0.0000 
         ~88      SISMAX         Max      0.0000 
         ~88      SISMAY         Max      0.0000 
         ~88        TERM                  0.0000 
         ~88       COMB1         Max      0.0000 
         ~88       COMB1         Min      0.0000 
         ~88       COMB2         Max      0.0000 
         ~88       COMB2         Min      0.0000 
         ~88       COMB3         Max      0.0000 
         ~88       COMB3         Min      0.0000 
         ~88       COMB4         Max      0.0000 
         ~88       COMB4         Min      0.0000 
         ~88       COMB5         Max      0.0000 
         ~88       COMB5         Min      0.0000 
         ~88       COMB6         Max      0.0000 
         ~88       COMB6         Min      0.0000 
         ~88       COMB7         Max      0.0000 
         ~88       COMB7         Min      0.0000 
         ~88       COMB8         Max      0.0000 
         ~88       COMB8         Min      0.0000 
         ~88       COMB9         Max      0.0000 
         ~88       COMB9         Min      0.0000 
         ~88      COMB10         Max      0.0000 
         ~88      COMB10         Min      0.0000 
         ~88      COMB11         Max      0.0000 
         ~88      COMB11         Min      0.0000 
         ~88      COMB12         Max      0.0000 
         ~88      COMB12         Min      0.0000 
         ~88      COMB13         Max      0.0000 
         ~88      COMB13         Min      0.0000 
         ~88      COMB14         Max      0.0000 
         ~88      COMB14         Min      0.0000 
         ~88         INV         Max      0.0000 
         ~88         INV         Min      0.0000 
         ~89          PP                  0.0000 
         ~89        PERM                  0.0000 
         ~89        NEVE                  0.0000 
         ~89      VENTOX                  0.0000 
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         ~89      VENTOY                  0.0000 
         ~89      SISMAX         Max      0.0000 
         ~89      SISMAY         Max      0.0000 
         ~89        TERM                  0.0000 
         ~89       COMB1         Max      0.0000 
         ~89       COMB1         Min      0.0000 
         ~89       COMB2         Max      0.0000 
         ~89       COMB2         Min      0.0000 
         ~89       COMB3         Max      0.0000 
         ~89       COMB3         Min      0.0000 
         ~89       COMB4         Max      0.0000 
         ~89       COMB4         Min      0.0000 
         ~89       COMB5         Max      0.0000 
         ~89       COMB5         Min      0.0000 
         ~89       COMB6         Max      0.0000 
         ~89       COMB6         Min      0.0000 
         ~89       COMB7         Max      0.0000 
         ~89       COMB7         Min      0.0000 
         ~89       COMB8         Max      0.0000 
         ~89       COMB8         Min      0.0000 
         ~89       COMB9         Max      0.0000 
         ~89       COMB9         Min      0.0000 
         ~89      COMB10         Max      0.0000 
         ~89      COMB10         Min      0.0000 
         ~89      COMB11         Max      0.0000 
         ~89      COMB11         Min      0.0000 
         ~89      COMB12         Max      0.0000 
         ~89      COMB12         Min      0.0000 
         ~89      COMB13         Max      0.0000 
         ~89      COMB13         Min      0.0000 
         ~89      COMB14         Max      0.0000 
         ~89      COMB14         Min      0.0000 
         ~89         INV         Max      0.0000 
         ~89         INV         Min      0.0000 
         ~90          PP                  0.0000 
         ~90        PERM                  0.0000 
         ~90        NEVE                  0.0000 
         ~90      VENTOX                  0.0000 
         ~90      VENTOY                  0.0000 
         ~90      SISMAX         Max      0.0000 
         ~90      SISMAY         Max      0.0000 
         ~90        TERM                  0.0000 
         ~90       COMB1         Max      0.0000 
         ~90       COMB1         Min      0.0000 
         ~90       COMB2         Max      0.0000 
         ~90       COMB2         Min      0.0000 
         ~90       COMB3         Max      0.0000 
         ~90       COMB3         Min      0.0000 
         ~90       COMB4         Max      0.0000 
         ~90       COMB4         Min      0.0000 
         ~90       COMB5         Max      0.0000 
         ~90       COMB5         Min      0.0000 
         ~90       COMB6         Max      0.0000 
         ~90       COMB6         Min      0.0000 
         ~90       COMB7         Max      0.0000 
         ~90       COMB7         Min      0.0000 
         ~90       COMB8         Max      0.0000 
         ~90       COMB8         Min      0.0000 
         ~90       COMB9         Max      0.0000 
         ~90       COMB9         Min      0.0000 
         ~90      COMB10         Max      0.0000 
         ~90      COMB10         Min      0.0000 
         ~90      COMB11         Max      0.0000 
         ~90      COMB11         Min      0.0000 
         ~90      COMB12         Max      0.0000 
         ~90      COMB12         Min      0.0000 
         ~90      COMB13         Max      0.0000 
         ~90      COMB13         Min      0.0000 
         ~90      COMB14         Max      0.0000 
         ~90      COMB14         Min      0.0000 
         ~90         INV         Max      0.0000 
         ~90         INV         Min      0.0000 
         ~91          PP                  0.0000 
         ~91        PERM                  0.0000 
         ~91        NEVE                  0.0000 
         ~91      VENTOX                  0.0000 
         ~91      VENTOY                  0.0000 
         ~91      SISMAX         Max      0.0000 
         ~91      SISMAY         Max      0.0000 
         ~91        TERM                  0.0000 
         ~91       COMB1         Max      0.0000 
         ~91       COMB1         Min      0.0000 
         ~91       COMB2         Max      0.0000 
         ~91       COMB2         Min      0.0000 
         ~91       COMB3         Max      0.0000 
         ~91       COMB3         Min      0.0000 
         ~91       COMB4         Max      0.0000 
         ~91       COMB4         Min      0.0000 
         ~91       COMB5         Max      0.0000 
         ~91       COMB5         Min      0.0000 
         ~91       COMB6         Max      0.0000 
         ~91       COMB6         Min      0.0000 
         ~91       COMB7         Max      0.0000 
         ~91       COMB7         Min      0.0000 
         ~91       COMB8         Max      0.0000 
         ~91       COMB8         Min      0.0000 
         ~91       COMB9         Max      0.0000 
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         ~91       COMB9         Min      0.0000 
         ~91      COMB10         Max      0.0000 
         ~91      COMB10         Min      0.0000 
         ~91      COMB11         Max      0.0000 
         ~91      COMB11         Min      0.0000 
         ~91      COMB12         Max      0.0000 
         ~91      COMB12         Min      0.0000 
         ~91      COMB13         Max      0.0000 
         ~91      COMB13         Min      0.0000 
         ~91      COMB14         Max      0.0000 
         ~91      COMB14         Min      0.0000 
         ~91         INV         Max      0.0000 
         ~91         INV         Min      0.0000 
         ~92          PP                  0.0000 
         ~92        PERM                  0.0000 
         ~92        NEVE                  0.0000 
         ~92      VENTOX                  0.0000 
         ~92      VENTOY                  0.0000 
         ~92      SISMAX         Max      0.0000 
         ~92      SISMAY         Max      0.0000 
         ~92        TERM                  0.0000 
         ~92       COMB1         Max      0.0000 
         ~92       COMB1         Min      0.0000 
         ~92       COMB2         Max      0.0000 
         ~92       COMB2         Min      0.0000 
         ~92       COMB3         Max      0.0000 
         ~92       COMB3         Min      0.0000 
         ~92       COMB4         Max      0.0000 
         ~92       COMB4         Min      0.0000 
         ~92       COMB5         Max      0.0000 
         ~92       COMB5         Min      0.0000 
         ~92       COMB6         Max      0.0000 
         ~92       COMB6         Min      0.0000 
         ~92       COMB7         Max      0.0000 
         ~92       COMB7         Min      0.0000 
         ~92       COMB8         Max      0.0000 
         ~92       COMB8         Min      0.0000 
         ~92       COMB9         Max      0.0000 
         ~92       COMB9         Min      0.0000 
         ~92      COMB10         Max      0.0000 
         ~92      COMB10         Min      0.0000 
         ~92      COMB11         Max      0.0000 
         ~92      COMB11         Min      0.0000 
         ~92      COMB12         Max      0.0000 
         ~92      COMB12         Min      0.0000 
         ~92      COMB13         Max      0.0000 
         ~92      COMB13         Min      0.0000 
         ~92      COMB14         Max      0.0000 
         ~92      COMB14         Min      0.0000 
         ~92         INV         Max      0.0000 
         ~92         INV         Min      0.0000 
         ~93          PP                  0.0000 
         ~93        PERM                  0.0000 
         ~93        NEVE                  0.0000 
         ~93      VENTOX                  0.0000 
         ~93      VENTOY                  0.0000 
         ~93      SISMAX         Max      0.0000 
         ~93      SISMAY         Max      0.0000 
         ~93        TERM                  0.0000 
         ~93       COMB1         Max      0.0000 
         ~93       COMB1         Min      0.0000 
         ~93       COMB2         Max      0.0000 
         ~93       COMB2         Min      0.0000 
         ~93       COMB3         Max      0.0000 
         ~93       COMB3         Min      0.0000 
         ~93       COMB4         Max      0.0000 
         ~93       COMB4         Min      0.0000 
         ~93       COMB5         Max      0.0000 
         ~93       COMB5         Min      0.0000 
         ~93       COMB6         Max      0.0000 
         ~93       COMB6         Min      0.0000 
         ~93       COMB7         Max      0.0000 
         ~93       COMB7         Min      0.0000 
         ~93       COMB8         Max      0.0000 
         ~93       COMB8         Min      0.0000 
         ~93       COMB9         Max      0.0000 
         ~93       COMB9         Min      0.0000 
         ~93      COMB10         Max      0.0000 
         ~93      COMB10         Min      0.0000 
         ~93      COMB11         Max      0.0000 
         ~93      COMB11         Min      0.0000 
         ~93      COMB12         Max      0.0000 
         ~93      COMB12         Min      0.0000 
         ~93      COMB13         Max      0.0000 
         ~93      COMB13         Min      0.0000 
         ~93      COMB14         Max      0.0000 
         ~93      COMB14         Min      0.0000 
         ~93         INV         Max      0.0000 
         ~93         INV         Min      0.0000 
         ~94          PP                  0.0000 
         ~94        PERM                  0.0000 
         ~94        NEVE                  0.0000 
         ~94      VENTOX                  0.0000 
         ~94      VENTOY                  0.0000 
         ~94      SISMAX         Max      0.0000 
         ~94      SISMAY         Max      0.0000 
         ~94        TERM                  0.0000 
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         ~94       COMB1         Max      0.0000 
         ~94       COMB1         Min      0.0000 
         ~94       COMB2         Max      0.0000 
         ~94       COMB2         Min      0.0000 
         ~94       COMB3         Max      0.0000 
         ~94       COMB3         Min      0.0000 
         ~94       COMB4         Max      0.0000 
         ~94       COMB4         Min      0.0000 
         ~94       COMB5         Max      0.0000 
         ~94       COMB5         Min      0.0000 
         ~94       COMB6         Max      0.0000 
         ~94       COMB6         Min      0.0000 
         ~94       COMB7         Max      0.0000 
         ~94       COMB7         Min      0.0000 
         ~94       COMB8         Max      0.0000 
         ~94       COMB8         Min      0.0000 
         ~94       COMB9         Max      0.0000 
         ~94       COMB9         Min      0.0000 
         ~94      COMB10         Max      0.0000 
         ~94      COMB10         Min      0.0000 
         ~94      COMB11         Max      0.0000 
         ~94      COMB11         Min      0.0000 
         ~94      COMB12         Max      0.0000 
         ~94      COMB12         Min      0.0000 
         ~94      COMB13         Max      0.0000 
         ~94      COMB13         Min      0.0000 
         ~94      COMB14         Max      0.0000 
         ~94      COMB14         Min      0.0000 
         ~94         INV         Max      0.0000 
         ~94         INV         Min      0.0000 
         ~95          PP                  0.0000 
         ~95        PERM                  0.0000 
         ~95        NEVE                  0.0000 
         ~95      VENTOX                  0.0000 
         ~95      VENTOY                  0.0000 
         ~95      SISMAX         Max      0.0000 
         ~95      SISMAY         Max      0.0000 
         ~95        TERM                  0.0000 
         ~95       COMB1         Max      0.0000 
         ~95       COMB1         Min      0.0000 
         ~95       COMB2         Max      0.0000 
         ~95       COMB2         Min      0.0000 
         ~95       COMB3         Max      0.0000 
         ~95       COMB3         Min      0.0000 
         ~95       COMB4         Max      0.0000 
         ~95       COMB4         Min      0.0000 
         ~95       COMB5         Max      0.0000 
         ~95       COMB5         Min      0.0000 
         ~95       COMB6         Max      0.0000 
         ~95       COMB6         Min      0.0000 
         ~95       COMB7         Max      0.0000 
         ~95       COMB7         Min      0.0000 
         ~95       COMB8         Max      0.0000 
         ~95       COMB8         Min      0.0000 
         ~95       COMB9         Max      0.0000 
         ~95       COMB9         Min      0.0000 
         ~95      COMB10         Max      0.0000 
         ~95      COMB10         Min      0.0000 
         ~95      COMB11         Max      0.0000 
         ~95      COMB11         Min      0.0000 
         ~95      COMB12         Max      0.0000 
         ~95      COMB12         Min      0.0000 
         ~95      COMB13         Max      0.0000 
         ~95      COMB13         Min      0.0000 
         ~95      COMB14         Max      0.0000 
         ~95      COMB14         Min      0.0000 
         ~95         INV         Max      0.0000 
         ~95         INV         Min      0.0000 
         ~96          PP                  0.0000 
         ~96        PERM                  0.0000 
         ~96        NEVE                  0.0000 
         ~96      VENTOX                  0.0000 
         ~96      VENTOY                  0.0000 
         ~96      SISMAX         Max      0.0000 
         ~96      SISMAY         Max      0.0000 
         ~96        TERM                  0.0000 
         ~96       COMB1         Max      0.0000 
         ~96       COMB1         Min      0.0000 
         ~96       COMB2         Max      0.0000 
         ~96       COMB2         Min      0.0000 
         ~96       COMB3         Max      0.0000 
         ~96       COMB3         Min      0.0000 
         ~96       COMB4         Max      0.0000 
         ~96       COMB4         Min      0.0000 
         ~96       COMB5         Max      0.0000 
         ~96       COMB5         Min      0.0000 
         ~96       COMB6         Max      0.0000 
         ~96       COMB6         Min      0.0000 
         ~96       COMB7         Max      0.0000 
         ~96       COMB7         Min      0.0000 
         ~96       COMB8         Max      0.0000 
         ~96       COMB8         Min      0.0000 
         ~96       COMB9         Max      0.0000 
         ~96       COMB9         Min      0.0000 
         ~96      COMB10         Max      0.0000 
         ~96      COMB10         Min      0.0000 
         ~96      COMB11         Max      0.0000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

784/ 799 

 
         ~96      COMB11         Min      0.0000 
         ~96      COMB12         Max      0.0000 
         ~96      COMB12         Min      0.0000 
         ~96      COMB13         Max      0.0000 
         ~96      COMB13         Min      0.0000 
         ~96      COMB14         Max      0.0000 
         ~96      COMB14         Min      0.0000 
         ~96         INV         Max      0.0000 
         ~96         INV         Min      0.0000 
         ~97          PP                  0.0000 
         ~97        PERM                  0.0000 
         ~97        NEVE                  0.0000 
         ~97      VENTOX                  0.0000 
         ~97      VENTOY                  0.0000 
         ~97      SISMAX         Max      0.0000 
         ~97      SISMAY         Max      0.0000 
         ~97        TERM                  0.0000 
         ~97       COMB1         Max      0.0000 
         ~97       COMB1         Min      0.0000 
         ~97       COMB2         Max      0.0000 
         ~97       COMB2         Min      0.0000 
         ~97       COMB3         Max      0.0000 
         ~97       COMB3         Min      0.0000 
         ~97       COMB4         Max      0.0000 
         ~97       COMB4         Min      0.0000 
         ~97       COMB5         Max      0.0000 
         ~97       COMB5         Min      0.0000 
         ~97       COMB6         Max      0.0000 
         ~97       COMB6         Min      0.0000 
         ~97       COMB7         Max      0.0000 
         ~97       COMB7         Min      0.0000 
         ~97       COMB8         Max      0.0000 
         ~97       COMB8         Min      0.0000 
         ~97       COMB9         Max      0.0000 
         ~97       COMB9         Min      0.0000 
         ~97      COMB10         Max      0.0000 
         ~97      COMB10         Min      0.0000 
         ~97      COMB11         Max      0.0000 
         ~97      COMB11         Min      0.0000 
         ~97      COMB12         Max      0.0000 
         ~97      COMB12         Min      0.0000 
         ~97      COMB13         Max      0.0000 
         ~97      COMB13         Min      0.0000 
         ~97      COMB14         Max      0.0000 
         ~97      COMB14         Min      0.0000 
         ~97         INV         Max      0.0000 
         ~97         INV         Min      0.0000 
         ~98          PP                  0.0000 
         ~98        PERM                  0.0000 
         ~98        NEVE                  0.0000 
         ~98      VENTOX                  0.0000 
         ~98      VENTOY                  0.0000 
         ~98      SISMAX         Max      0.0000 
         ~98      SISMAY         Max      0.0000 
         ~98        TERM                  0.0000 
         ~98       COMB1         Max      0.0000 
         ~98       COMB1         Min      0.0000 
         ~98       COMB2         Max      0.0000 
         ~98       COMB2         Min      0.0000 
         ~98       COMB3         Max      0.0000 
         ~98       COMB3         Min      0.0000 
         ~98       COMB4         Max      0.0000 
         ~98       COMB4         Min      0.0000 
         ~98       COMB5         Max      0.0000 
         ~98       COMB5         Min      0.0000 
         ~98       COMB6         Max      0.0000 
         ~98       COMB6         Min      0.0000 
         ~98       COMB7         Max      0.0000 
         ~98       COMB7         Min      0.0000 
         ~98       COMB8         Max      0.0000 
         ~98       COMB8         Min      0.0000 
         ~98       COMB9         Max      0.0000 
         ~98       COMB9         Min      0.0000 
         ~98      COMB10         Max      0.0000 
         ~98      COMB10         Min      0.0000 
         ~98      COMB11         Max      0.0000 
         ~98      COMB11         Min      0.0000 
         ~98      COMB12         Max      0.0000 
         ~98      COMB12         Min      0.0000 
         ~98      COMB13         Max      0.0000 
         ~98      COMB13         Min      0.0000 
         ~98      COMB14         Max      0.0000 
         ~98      COMB14         Min      0.0000 
         ~98         INV         Max      0.0000 
         ~98         INV         Min      0.0000 
         ~99          PP                  0.0000 
         ~99        PERM                  0.0000 
         ~99        NEVE                  0.0000 
         ~99      VENTOX                  0.0000 
         ~99      VENTOY                  0.0000 
         ~99      SISMAX         Max      0.0000 
         ~99      SISMAY         Max      0.0000 
         ~99        TERM                  0.0000 
         ~99       COMB1         Max      0.0000 
         ~99       COMB1         Min      0.0000 
         ~99       COMB2         Max      0.0000 
         ~99       COMB2         Min      0.0000 
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         ~99       COMB3         Max      0.0000 
         ~99       COMB3         Min      0.0000 
         ~99       COMB4         Max      0.0000 
         ~99       COMB4         Min      0.0000 
         ~99       COMB5         Max      0.0000 
         ~99       COMB5         Min      0.0000 
         ~99       COMB6         Max      0.0000 
         ~99       COMB6         Min      0.0000 
         ~99       COMB7         Max      0.0000 
         ~99       COMB7         Min      0.0000 
         ~99       COMB8         Max      0.0000 
         ~99       COMB8         Min      0.0000 
         ~99       COMB9         Max      0.0000 
         ~99       COMB9         Min      0.0000 
         ~99      COMB10         Max      0.0000 
         ~99      COMB10         Min      0.0000 
         ~99      COMB11         Max      0.0000 
         ~99      COMB11         Min      0.0000 
         ~99      COMB12         Max      0.0000 
         ~99      COMB12         Min      0.0000 
         ~99      COMB13         Max      0.0000 
         ~99      COMB13         Min      0.0000 
         ~99      COMB14         Max      0.0000 
         ~99      COMB14         Min      0.0000 
         ~99         INV         Max      0.0000 
         ~99         INV         Min      0.0000 
        ~100          PP                  0.0000 
        ~100        PERM                  0.0000 
        ~100        NEVE                  0.0000 
        ~100      VENTOX                  0.0000 
        ~100      VENTOY                  0.0000 
        ~100      SISMAX         Max      0.0000 
        ~100      SISMAY         Max      0.0000 
        ~100        TERM                  0.0000 
        ~100       COMB1         Max      0.0000 
        ~100       COMB1         Min      0.0000 
        ~100       COMB2         Max      0.0000 
        ~100       COMB2         Min      0.0000 
        ~100       COMB3         Max      0.0000 
        ~100       COMB3         Min      0.0000 
        ~100       COMB4         Max      0.0000 
        ~100       COMB4         Min      0.0000 
        ~100       COMB5         Max      0.0000 
        ~100       COMB5         Min      0.0000 
        ~100       COMB6         Max      0.0000 
        ~100       COMB6         Min      0.0000 
        ~100       COMB7         Max      0.0000 
        ~100       COMB7         Min      0.0000 
        ~100       COMB8         Max      0.0000 
        ~100       COMB8         Min      0.0000 
        ~100       COMB9         Max      0.0000 
        ~100       COMB9         Min      0.0000 
        ~100      COMB10         Max      0.0000 
        ~100      COMB10         Min      0.0000 
        ~100      COMB11         Max      0.0000 
        ~100      COMB11         Min      0.0000 
        ~100      COMB12         Max      0.0000 
        ~100      COMB12         Min      0.0000 
        ~100      COMB13         Max      0.0000 
        ~100      COMB13         Min      0.0000 
        ~100      COMB14         Max      0.0000 
        ~100      COMB14         Min      0.0000 
        ~100         INV         Max      0.0000 
        ~100         INV         Min      0.0000 
        ~101          PP                  0.0000 
        ~101        PERM                  0.0000 
        ~101        NEVE                  0.0000 
        ~101      VENTOX                  0.0000 
        ~101      VENTOY                  0.0000 
        ~101      SISMAX         Max      0.0000 
        ~101      SISMAY         Max      0.0000 
        ~101        TERM                  0.0000 
        ~101       COMB1         Max      0.0000 
        ~101       COMB1         Min      0.0000 
        ~101       COMB2         Max      0.0000 
        ~101       COMB2         Min      0.0000 
        ~101       COMB3         Max      0.0000 
        ~101       COMB3         Min      0.0000 
        ~101       COMB4         Max      0.0000 
        ~101       COMB4         Min      0.0000 
        ~101       COMB5         Max      0.0000 
        ~101       COMB5         Min      0.0000 
        ~101       COMB6         Max      0.0000 
        ~101       COMB6         Min      0.0000 
        ~101       COMB7         Max      0.0000 
        ~101       COMB7         Min      0.0000 
        ~101       COMB8         Max      0.0000 
        ~101       COMB8         Min      0.0000 
        ~101       COMB9         Max      0.0000 
        ~101       COMB9         Min      0.0000 
        ~101      COMB10         Max      0.0000 
        ~101      COMB10         Min      0.0000 
        ~101      COMB11         Max      0.0000 
        ~101      COMB11         Min      0.0000 
        ~101      COMB12         Max      0.0000 
        ~101      COMB12         Min      0.0000 
        ~101      COMB13         Max      0.0000 
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        ~101      COMB13         Min      0.0000 
        ~101      COMB14         Max      0.0000 
        ~101      COMB14         Min      0.0000 
        ~101         INV         Max      0.0000 
        ~101         INV         Min      0.0000 
        ~102          PP                  0.0000 
        ~102        PERM                  0.0000 
        ~102        NEVE                  0.0000 
        ~102      VENTOX                  0.0000 
        ~102      VENTOY                  0.0000 
        ~102      SISMAX         Max      0.0000 
        ~102      SISMAY         Max      0.0000 
        ~102        TERM                  0.0000 
        ~102       COMB1         Max      0.0000 
        ~102       COMB1         Min      0.0000 
        ~102       COMB2         Max      0.0000 
        ~102       COMB2         Min      0.0000 
        ~102       COMB3         Max      0.0000 
        ~102       COMB3         Min      0.0000 
        ~102       COMB4         Max      0.0000 
        ~102       COMB4         Min      0.0000 
        ~102       COMB5         Max      0.0000 
        ~102       COMB5         Min      0.0000 
        ~102       COMB6         Max      0.0000 
        ~102       COMB6         Min      0.0000 
        ~102       COMB7         Max      0.0000 
        ~102       COMB7         Min      0.0000 
        ~102       COMB8         Max      0.0000 
        ~102       COMB8         Min      0.0000 
        ~102       COMB9         Max      0.0000 
        ~102       COMB9         Min      0.0000 
        ~102      COMB10         Max      0.0000 
        ~102      COMB10         Min      0.0000 
        ~102      COMB11         Max      0.0000 
        ~102      COMB11         Min      0.0000 
        ~102      COMB12         Max      0.0000 
        ~102      COMB12         Min      0.0000 
        ~102      COMB13         Max      0.0000 
        ~102      COMB13         Min      0.0000 
        ~102      COMB14         Max      0.0000 
        ~102      COMB14         Min      0.0000 
        ~102         INV         Max      0.0000 
        ~102         INV         Min      0.0000 
        ~103          PP                  0.0000 
        ~103        PERM                  0.0000 
        ~103        NEVE                  0.0000 
        ~103      VENTOX                  0.0000 
        ~103      VENTOY                  0.0000 
        ~103      SISMAX         Max      0.0000 
        ~103      SISMAY         Max      0.0000 
        ~103        TERM                  0.0000 
        ~103       COMB1         Max      0.0000 
        ~103       COMB1         Min      0.0000 
        ~103       COMB2         Max      0.0000 
        ~103       COMB2         Min      0.0000 
        ~103       COMB3         Max      0.0000 
        ~103       COMB3         Min      0.0000 
        ~103       COMB4         Max      0.0000 
        ~103       COMB4         Min      0.0000 
        ~103       COMB5         Max      0.0000 
        ~103       COMB5         Min      0.0000 
        ~103       COMB6         Max      0.0000 
        ~103       COMB6         Min      0.0000 
        ~103       COMB7         Max      0.0000 
        ~103       COMB7         Min      0.0000 
        ~103       COMB8         Max      0.0000 
        ~103       COMB8         Min      0.0000 
        ~103       COMB9         Max      0.0000 
        ~103       COMB9         Min      0.0000 
        ~103      COMB10         Max      0.0000 
        ~103      COMB10         Min      0.0000 
        ~103      COMB11         Max      0.0000 
        ~103      COMB11         Min      0.0000 
        ~103      COMB12         Max      0.0000 
        ~103      COMB12         Min      0.0000 
        ~103      COMB13         Max      0.0000 
        ~103      COMB13         Min      0.0000 
        ~103      COMB14         Max      0.0000 
        ~103      COMB14         Min      0.0000 
        ~103         INV         Max      0.0000 
        ~103         INV         Min      0.0000 
        ~104          PP                  0.0000 
        ~104        PERM                  0.0000 
        ~104        NEVE                  0.0000 
        ~104      VENTOX                  0.0000 
        ~104      VENTOY                  0.0000 
        ~104      SISMAX         Max      0.0000 
        ~104      SISMAY         Max      0.0000 
        ~104        TERM                  0.0000 
        ~104       COMB1         Max      0.0000 
        ~104       COMB1         Min      0.0000 
        ~104       COMB2         Max      0.0000 
        ~104       COMB2         Min      0.0000 
        ~104       COMB3         Max      0.0000 
        ~104       COMB3         Min      0.0000 
        ~104       COMB4         Max      0.0000 
        ~104       COMB4         Min      0.0000 
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        ~104       COMB5         Max      0.0000 
        ~104       COMB5         Min      0.0000 
        ~104       COMB6         Max      0.0000 
        ~104       COMB6         Min      0.0000 
        ~104       COMB7         Max      0.0000 
        ~104       COMB7         Min      0.0000 
        ~104       COMB8         Max      0.0000 
        ~104       COMB8         Min      0.0000 
        ~104       COMB9         Max      0.0000 
        ~104       COMB9         Min      0.0000 
        ~104      COMB10         Max      0.0000 
        ~104      COMB10         Min      0.0000 
        ~104      COMB11         Max      0.0000 
        ~104      COMB11         Min      0.0000 
        ~104      COMB12         Max      0.0000 
        ~104      COMB12         Min      0.0000 
        ~104      COMB13         Max      0.0000 
        ~104      COMB13         Min      0.0000 
        ~104      COMB14         Max      0.0000 
        ~104      COMB14         Min      0.0000 
        ~104         INV         Max      0.0000 
        ~104         INV         Min      0.0000 
 
 
Table: Objects And Elements - Frames 
 
   FrameElem FrameObject     ElemJtI     ElemJtJ 
        Text        Text        Text        Text 
 
          33          33           1          28 
          48          48          16          43 
          34          34           2          29 
          49          49          17          44 
          35          35           3          30 
          50          50          18          45 
          36          36           4          31 
          51          51          19          46 
          44          44          12          39 
          45          45          13          40 
          46          46          14          41 
          47          47          15          42 
          59          59          27          54 
          60          60          28          29 
          61          61          29          30 
          62          62          30          31 
          63          63          31          32 
          81          81          43          44 
          82          82          44          45 
          83          83          45          46 
          84          84          46          47 
          74          74          30          45 
          71          71          39          40 
          72          72          40          41 
          79          79          41          42 
          80          80          42          54 
         1-1           1           1          ~1 
         1-2           1          ~1          ~2 
         1-3           1          ~2          ~3 
         1-4           1          ~3          ~4 
         1-5           1          ~4           2 
         2-1           2           2          ~5 
         2-2           2          ~5          ~6 
         2-3           2          ~6          ~7 
         2-4           2          ~7          ~8 
         2-5           2          ~8           3 
         3-1           3           3          ~9 
         3-2           3          ~9         ~10 
         3-3           3         ~10         ~11 
         3-4           3         ~11         ~12 
         3-5           3         ~12           4 
         4-1           4           4         ~13 
         4-2           4         ~13         ~14 
         4-3           4         ~14         ~15 
         4-4           4         ~15         ~16 
         4-5           4         ~16           5 
        22-1          22          16         ~17 
        22-2          22         ~17         ~18 
        22-3          22         ~18         ~19 
        22-4          22         ~19         ~20 
        22-5          22         ~20          17 
        23-1          23          17         ~21 
        23-2          23         ~21         ~22 
        23-3          23         ~22         ~23 
        23-4          23         ~23         ~24 
        23-5          23         ~24          18 
        24-1          24          18         ~25 
        24-2          24         ~25         ~26 
        24-3          24         ~26         ~27 
        24-4          24         ~27         ~28 
        24-5          24         ~28          19 
        25-1          25          19         ~29 
        25-2          25         ~29         ~30 
        25-3          25         ~30         ~31 
        25-4          25         ~31         ~32 
        25-5          25         ~32          20 
        12-1          12          12         ~33 
        12-2          12         ~33         ~34 
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        12-3          12         ~34         ~35 
        12-4          12         ~35         ~36 
        12-5          12         ~36          13 
        13-1          13          13         ~37 
        13-2          13         ~37         ~38 
        13-3          13         ~38         ~39 
        13-4          13         ~39         ~40 
        13-5          13         ~40          14 
        20-1          20          14         ~41 
        20-2          20         ~41         ~42 
        20-3          20         ~42         ~43 
        20-4          20         ~43         ~44 
        20-5          20         ~44          15 
        21-1          21          15         ~45 
        21-2          21         ~45         ~46 
        21-3          21         ~46         ~47 
        21-4          21         ~47         ~48 
        21-5          21         ~48          27 
          15          15           3          18 
          37          37           5          32 
          52          52          20          47 
          38          38           6          33 
          53          53          21          48 
          64          64          32          33 
          65          65          33          34 
          85          85          47          48 
          86          86          48          49 
          75          75          32          47 
         5-1           5           5         ~49 
         5-2           5         ~49         ~50 
         5-3           5         ~50         ~51 
         5-4           5         ~51         ~52 
         5-5           5         ~52           6 
         6-1           6           6         ~53 
         6-2           6         ~53         ~54 
         6-3           6         ~54         ~55 
         6-4           6         ~55         ~56 
         6-5           6         ~56           7 
        26-1          26          20         ~57 
        26-2          26         ~57         ~58 
        26-3          26         ~58         ~59 
        26-4          26         ~59         ~60 
        26-5          26         ~60          21 
        27-1          27          21         ~61 
        27-2          27         ~61         ~62 
        27-3          27         ~62         ~63 
        27-4          27         ~63         ~64 
        27-5          27         ~64          22 
          16          16           5          20 
          39          39           7          34 
          54          54          22          49 
          40          40           8          35 
          55          55          23          50 
          66          66          34          35 
          67          67          35          36 
          87          87          49          50 
          88          88          50          51 
          76          76          34          49 
         7-1           7           7         ~65 
         7-2           7         ~65         ~66 
         7-3           7         ~66         ~67 
         7-4           7         ~67         ~68 
         7-5           7         ~68           8 
         8-1           8           8         ~69 
         8-2           8         ~69         ~70 
         8-3           8         ~70         ~71 
         8-4           8         ~71         ~72 
         8-5           8         ~72           9 
        28-1          28          22         ~73 
        28-2          28         ~73         ~74 
        28-3          28         ~74         ~75 
        28-4          28         ~75         ~76 
        28-5          28         ~76          23 
        29-1          29          23         ~77 
        29-2          29         ~77         ~78 
        29-3          29         ~78         ~79 
        29-4          29         ~79         ~80 
        29-5          29         ~80          24 
          17          17           7          22 
          41          41           9          36 
          56          56          24          51 
          42          42          10          37 
          57          57          25          52 
          68          68          36          37 
          69          69          37          38 
          89          89          51          52 
          90          90          52          53 
          77          77          36          51 
         9-1           9           9         ~81 
         9-2           9         ~81         ~82 
         9-3           9         ~82         ~83 
         9-4           9         ~83         ~84 
         9-5           9         ~84          10 
        10-1          10          10         ~85 
        10-2          10         ~85         ~86 
        10-3          10         ~86         ~87 
        10-4          10         ~87         ~88 
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        10-5          10         ~88          11 
        30-1          30          24         ~89 
        30-2          30         ~89         ~90 
        30-3          30         ~90         ~91 
        30-4          30         ~91         ~92 
        30-5          30         ~92          25 
        31-1          31          25         ~93 
        31-2          31         ~93         ~94 
        31-3          31         ~94         ~95 
        31-4          31         ~95         ~96 
        31-5          31         ~96          26 
          18          18           9          24 
          43          43          11          38 
          58          58          26          53 
          70          70          38          39 
          91          91          53          54 
          78          78          38          53 
        11-1          11          11         ~97 
        11-2          11         ~97         ~98 
        11-3          11         ~98         ~99 
        11-4          11         ~99        ~100 
        11-5          11        ~100          12 
        32-1          32          26        ~101 
        32-2          32        ~101        ~102 
        32-3          32        ~102        ~103 
        32-4          32        ~103        ~104 
        32-5          32        ~104          27 
          19          19          11          26 
          73          73          28          43 
          14          14           1          16 
 
 
Table: Objects And Elements - Joints 
 
   JointElem JointObject     GlobalX     GlobalY     GlobalZ 
        Text        Text           m           m           m 
 
           1           1     0.00000     0.00000     0.00000 
          28          28     0.00000     0.00000     4.95000 
          16          16     0.00000    10.00000     0.00000 
          43          43     0.00000    10.00000     4.95000 
           2           2     2.50000     0.00000     0.00000 
          29          29     2.50000     0.00000     4.95000 
          17          17     2.50000    10.00000     0.00000 
          44          44     2.50000    10.00000     4.95000 
           3           3     5.00000     0.00000     0.00000 
          30          30     5.00000     0.00000     4.95000 
          18          18     5.00000    10.00000     0.00000 
          45          45     5.00000    10.00000     4.95000 
           4           4     7.50000     0.00000     0.00000 
          31          31     7.50000     0.00000     4.95000 
          19          19     7.50000    10.00000     0.00000 
          46          46     7.50000    10.00000     4.95000 
           5           5    10.00000     0.00000     0.00000 
          32          32    10.00000     0.00000     4.95000 
          20          20    10.00000    10.00000     0.00000 
          47          47    10.00000    10.00000     4.95000 
          11          11    25.00000     0.00000     0.00000 
          38          38    25.00000     0.00000     4.95000 
          26          26    25.00000    10.00000     0.00000 
          53          53    25.00000    10.00000     4.95000 
           6           6    12.50000     0.00000     0.00000 
          33          33    12.50000     0.00000     4.95000 
          21          21    12.50000    10.00000     0.00000 
          48          48    12.50000    10.00000     4.95000 
           7           7    15.00000     0.00000     0.00000 
          34          34    15.00000     0.00000     4.95000 
          22          22    15.00000    10.00000     0.00000 
          49          49    15.00000    10.00000     4.95000 
           8           8    17.50000     0.00000     0.00000 
          35          35    17.50000     0.00000     4.95000 
          23          23    17.50000    10.00000     0.00000 
          50          50    17.50000    10.00000     4.95000 
           9           9    20.00000     0.00000     0.00000 
          36          36    20.00000     0.00000     4.95000 
          24          24    20.00000    10.00000     0.00000 
          51          51    20.00000    10.00000     4.95000 
          10          10    22.50000     0.00000     0.00000 
          37          37    22.50000     0.00000     4.95000 
          25          25    22.50000    10.00000     0.00000 
          52          52    22.50000    10.00000     4.95000 
          12          12    27.50000     0.00000     0.00000 
          39          39    27.50000     0.00000     4.95000 
          13          13    27.50000     2.50000     0.00000 
          40          40    27.50000     2.50000     4.95000 
          14          14    27.50000     5.00000     0.00000 
          41          41    27.50000     5.00000     4.95000 
          15          15    27.50000     7.50000     0.00000 
          42          42    27.50000     7.50000     4.95000 
          27          27    27.50000    10.00000     0.00000 
          54          54    27.50000    10.00000     4.95000 
          ~1                 0.50000     0.00000     0.00000 
          ~2                 1.00000     0.00000     0.00000 
          ~3                 1.50000     0.00000     0.00000 
          ~4                 2.00000     0.00000     0.00000 
          ~5                 3.00000     0.00000     0.00000 
          ~6                 3.50000     0.00000     0.00000 
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          ~7                 4.00000     0.00000     0.00000 
          ~8                 4.50000     0.00000     0.00000 
          ~9                 5.50000     0.00000     0.00000 
         ~10                 6.00000     0.00000     0.00000 
         ~11                 6.50000     0.00000     0.00000 
         ~12                 7.00000     0.00000     0.00000 
         ~13                 8.00000     0.00000     0.00000 
         ~14                 8.50000     0.00000     0.00000 
         ~15                 9.00000     0.00000     0.00000 
         ~16                 9.50000     0.00000     0.00000 
         ~17                 0.50000    10.00000     0.00000 
         ~18                 1.00000    10.00000     0.00000 
         ~19                 1.50000    10.00000     0.00000 
         ~20                 2.00000    10.00000     0.00000 
         ~21                 3.00000    10.00000     0.00000 
         ~22                 3.50000    10.00000     0.00000 
         ~23                 4.00000    10.00000     0.00000 
         ~24                 4.50000    10.00000     0.00000 
         ~25                 5.50000    10.00000     0.00000 
         ~26                 6.00000    10.00000     0.00000 
         ~27                 6.50000    10.00000     0.00000 
         ~28                 7.00000    10.00000     0.00000 
         ~29                 8.00000    10.00000     0.00000 
         ~30                 8.50000    10.00000     0.00000 
         ~31                 9.00000    10.00000     0.00000 
         ~32                 9.50000    10.00000     0.00000 
         ~33                27.50000     0.50000     0.00000 
         ~34                27.50000     1.00000     0.00000 
         ~35                27.50000     1.50000     0.00000 
         ~36                27.50000     2.00000     0.00000 
         ~37                27.50000     3.00000     0.00000 
         ~38                27.50000     3.50000     0.00000 
         ~39                27.50000     4.00000     0.00000 
         ~40                27.50000     4.50000     0.00000 
         ~41                27.50000     5.50000     0.00000 
         ~42                27.50000     6.00000     0.00000 
         ~43                27.50000     6.50000     0.00000 
         ~44                27.50000     7.00000     0.00000 
         ~45                27.50000     8.00000     0.00000 
         ~46                27.50000     8.50000     0.00000 
         ~47                27.50000     9.00000     0.00000 
         ~48                27.50000     9.50000     0.00000 
         ~49                10.50000     0.00000     0.00000 
         ~50                11.00000     0.00000     0.00000 
         ~51                11.50000     0.00000     0.00000 
         ~52                12.00000     0.00000     0.00000 
         ~53                13.00000     0.00000     0.00000 
         ~54                13.50000     0.00000     0.00000 
         ~55                14.00000     0.00000     0.00000 
         ~56                14.50000     0.00000     0.00000 
         ~57                10.50000    10.00000     0.00000 
         ~58                11.00000    10.00000     0.00000 
         ~59                11.50000    10.00000     0.00000 
         ~60                12.00000    10.00000     0.00000 
         ~61                13.00000    10.00000     0.00000 
         ~62                13.50000    10.00000     0.00000 
         ~63                14.00000    10.00000     0.00000 
         ~64                14.50000    10.00000     0.00000 
         ~65                15.50000     0.00000     0.00000 
         ~66                16.00000     0.00000     0.00000 
         ~67                16.50000     0.00000     0.00000 
         ~68                17.00000     0.00000     0.00000 
         ~69                18.00000     0.00000     0.00000 
         ~70                18.50000     0.00000     0.00000 
         ~71                19.00000     0.00000     0.00000 
         ~72                19.50000     0.00000     0.00000 
         ~73                15.50000    10.00000     0.00000 
         ~74                16.00000    10.00000     0.00000 
         ~75                16.50000    10.00000     0.00000 
         ~76                17.00000    10.00000     0.00000 
         ~77                18.00000    10.00000     0.00000 
         ~78                18.50000    10.00000     0.00000 
         ~79                19.00000    10.00000     0.00000 
         ~80                19.50000    10.00000     0.00000 
         ~81                20.50000     0.00000     0.00000 
         ~82                21.00000     0.00000     0.00000 
         ~83                21.50000     0.00000     0.00000 
         ~84                22.00000     0.00000     0.00000 
         ~85                23.00000     0.00000     0.00000 
         ~86                23.50000     0.00000     0.00000 
         ~87                24.00000     0.00000     0.00000 
         ~88                24.50000     0.00000     0.00000 
         ~89                20.50000    10.00000     0.00000 
         ~90                21.00000    10.00000     0.00000 
         ~91                21.50000    10.00000     0.00000 
         ~92                22.00000    10.00000     0.00000 
         ~93                23.00000    10.00000     0.00000 
         ~94                23.50000    10.00000     0.00000 
         ~95                24.00000    10.00000     0.00000 
         ~96                24.50000    10.00000     0.00000 
         ~97                25.50000     0.00000     0.00000 
         ~98                26.00000     0.00000     0.00000 
         ~99                26.50000     0.00000     0.00000 
        ~100                27.00000     0.00000     0.00000 
        ~101                25.50000    10.00000     0.00000 
        ~102                26.00000    10.00000     0.00000 
        ~103                26.50000    10.00000     0.00000 
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        ~104                27.00000    10.00000     0.00000 
 
 
Table: Response Spectrum Modal Information, Part 1 of 2 
 
  OutputCase   ModalCase    StepType     StepNum      Period   DampRatio       U1Acc       U2Acc       U3Acc 
        Text        Text        Text    Unitless         Sec    Unitless      m/sec2      m/sec2      m/sec2 
 
      SISMAX       MODAL        Mode                0.475343      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.418827      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.413203      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.312246      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.183652      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.165711      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.130374      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.081428      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.075718      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.061403      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.048554      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.042100      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.041783      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.037699      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.035400      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.034415      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.032315      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.032262      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.030657      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.030279      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.028905      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.027094      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.027052      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.026514      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.026377      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.023164      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.022737      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.021709      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.019114      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.018480      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.018478      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.018454      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.017483      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.017461      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.017110      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.016962      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.016533      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.016077      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.015915      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.015905      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.014946      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.014832      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.014533      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.014458      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.013898      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.012677      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.012275      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.012227      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.012143      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.011857      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.011700      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.010961      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.010846      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.010727      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.010624      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.010554      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.010238      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.009668      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.009667      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.009532      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.009526      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.009424      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.009144      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.008549      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.008008      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.007962      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.007953      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.007882      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.007857      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.007737      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.007679      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.007674      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.007452      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.007320      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.007293      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.007045      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006955      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006950      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006947      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006872      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006706      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006644      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006584      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006397      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006396      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006356      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006310      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006122      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.006119      0.0500     0.47100     0.00000     0.00000 
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      SISMAX       MODAL        Mode                0.005937      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005792      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005692      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005639      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005506      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005461      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005410      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005368      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005301      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005299      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005283      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005159      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005149      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005063      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.005027      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004971      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004838      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004695      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004592      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004584      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004475      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004390      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004314      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004257      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004221      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004219      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004215      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.004190      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.003662      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.003662      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002991      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002967      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002946      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002919      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002872      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002835      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002803      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002802      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002775      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002732      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002675      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002626      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002587      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002538      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002524      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002447      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002446      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002436      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002427      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002409      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002408      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002392      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002367      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002346      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002318      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002312      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002312      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002295      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002266      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002242      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002234      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002214      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002198      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002192      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002191      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002186      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002186      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002183      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002165      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002144      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002133      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002121      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002117      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002102      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002085      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002085      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002083      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002068      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002067      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002052      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002052      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002040      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002029      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002021      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002021      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002021      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002014      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002013      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.002011      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001999      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001988      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001988      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001974      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001964      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001953      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001872      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001824      0.0500     0.47100     0.00000     0.00000 
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      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAX       MODAL        Mode                0.001665      0.0500     0.47100     0.00000     0.00000 
      SISMAY       MODAL        Mode                0.475343      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.418827      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.413203      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.312246      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.183652      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.165711      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.130374      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.081428      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.075718      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.061403      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.048554      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.042100      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.041783      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.037699      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.035400      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.034415      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.032315      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.032262      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.030657      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.030279      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.028905      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.027094      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.027052      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.026514      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.026377      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.023164      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.022737      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.021709      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.019114      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.018480      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.018478      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.018454      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.017483      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.017461      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.017110      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.016962      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.016533      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.016077      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.015915      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.015905      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.014946      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.014832      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.014533      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.014458      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.013898      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.012677      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.012275      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.012227      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.012143      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.011857      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.011700      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.010961      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.010846      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.010727      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.010624      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.010554      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.010238      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.009668      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.009667      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.009532      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.009526      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.009424      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.009144      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.008549      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.008008      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.007962      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.007953      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.007882      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.007857      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.007737      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.007679      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.007674      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.007452      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.007320      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.007293      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.007045      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006955      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006950      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006947      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006872      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006706      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006644      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006584      0.0500     0.00000     0.47100     0.00000 
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      SISMAY       MODAL        Mode                0.006397      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006396      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006356      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006310      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006122      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.006119      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005937      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005792      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005692      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005639      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005506      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005461      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005410      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005368      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005301      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005299      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005283      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005159      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005149      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005063      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.005027      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004971      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004838      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004695      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004592      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004584      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004475      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004390      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004314      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004257      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004221      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004219      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004215      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.004190      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.003662      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.003662      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002991      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002967      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002946      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002919      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002872      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002835      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002803      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002802      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002775      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002732      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002675      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002626      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002587      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002538      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002524      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002447      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002446      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002436      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002427      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002409      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002408      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002392      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002367      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002346      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002318      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002312      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002312      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002295      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002266      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002242      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002234      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002214      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002198      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002192      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002191      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002186      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002186      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002183      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002165      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002144      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002133      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002121      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002117      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002102      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002085      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002085      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002083      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002068      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002067      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002052      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002052      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002040      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002029      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002021      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002021      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002021      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002014      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002013      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.002011      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001999      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001988      0.0500     0.00000     0.47100     0.00000 
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      SISMAY       MODAL        Mode                0.001988      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001974      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001964      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001953      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001872      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001824      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
      SISMAY       MODAL        Mode                0.001665      0.0500     0.00000     0.47100     0.00000 
 
 
Table: Response Spectrum Modal Information, Part 2 of 2 
 
  OutputCase    StepType     StepNum       U1Amp       U2Amp       U3Amp 
        Text        Text    Unitless           m           m           m 
 
      SISMAX        Mode              -4.197E-15    0.000000    0.000000 
      SISMAX        Mode                0.033557    0.000000    0.000000 
      SISMAX        Mode              -6.729E-14    0.000000    0.000000 
      SISMAX        Mode              -1.170E-15    0.000000    0.000000 
      SISMAX        Mode              -6.013E-06    0.000000    0.000000 
      SISMAX        Mode              -1.026E-14    0.000000    0.000000 
      SISMAX        Mode              -3.786E-13    0.000000    0.000000 
      SISMAX        Mode              -8.485E-06    0.000000    0.000000 
      SISMAX        Mode              -1.892E-13    0.000000    0.000000 
      SISMAX        Mode              -1.386E-12    0.000000    0.000000 
      SISMAX        Mode               5.717E-08    0.000000    0.000000 
      SISMAX        Mode               2.307E-13    0.000000    0.000000 
      SISMAX        Mode               5.637E-14    0.000000    0.000000 
      SISMAX        Mode              -5.126E-07    0.000000    0.000000 
      SISMAX        Mode               3.004E-07    0.000000    0.000000 
      SISMAX        Mode              -3.266E-12    0.000000    0.000000 
      SISMAX        Mode              -1.165E-07    0.000000    0.000000 
      SISMAX        Mode              -3.080E-08    0.000000    0.000000 
      SISMAX        Mode               5.660E-08    0.000000    0.000000 
      SISMAX        Mode              -1.883E-12    0.000000    0.000000 
      SISMAX        Mode              -1.483E-07    0.000000    0.000000 
      SISMAX        Mode               3.504E-08    0.000000    0.000000 
      SISMAX        Mode              -8.521E-13    0.000000    0.000000 
      SISMAX        Mode               1.056E-13    0.000000    0.000000 
      SISMAX        Mode               1.596E-07    0.000000    0.000000 
      SISMAX        Mode               6.812E-13    0.000000    0.000000 
      SISMAX        Mode               1.189E-08    0.000000    0.000000 
      SISMAX        Mode               1.328E-07    0.000000    0.000000 
      SISMAX        Mode               3.409E-09    0.000000    0.000000 
      SISMAX        Mode               4.643E-12    0.000000    0.000000 
      SISMAX        Mode               7.730E-09    0.000000    0.000000 
      SISMAX        Mode              -7.189E-13    0.000000    0.000000 
      SISMAX        Mode              -2.672E-12    0.000000    0.000000 
      SISMAX        Mode              -5.574E-09    0.000000    0.000000 
      SISMAX        Mode              -8.919E-13    0.000000    0.000000 
      SISMAX        Mode               4.893E-08    0.000000    0.000000 
      SISMAX        Mode               2.597E-12    0.000000    0.000000 
      SISMAX        Mode              -5.973E-12    0.000000    0.000000 
      SISMAX        Mode              -4.210E-09    0.000000    0.000000 
      SISMAX        Mode               1.428E-10    0.000000    0.000000 
      SISMAX        Mode               1.928E-09    0.000000    0.000000 
      SISMAX        Mode               3.050E-13    0.000000    0.000000 
      SISMAX        Mode               6.107E-10    0.000000    0.000000 
      SISMAX        Mode               2.479E-12    0.000000    0.000000 
      SISMAX        Mode               6.921E-09    0.000000    0.000000 
      SISMAX        Mode               1.785E-12    0.000000    0.000000 
      SISMAX        Mode               1.174E-08    0.000000    0.000000 
      SISMAX        Mode              -2.993E-12    0.000000    0.000000 
      SISMAX        Mode              -6.754E-12    0.000000    0.000000 
      SISMAX        Mode              -2.616E-09    0.000000    0.000000 
      SISMAX        Mode               2.797E-10    0.000000    0.000000 
      SISMAX        Mode              -8.454E-12    0.000000    0.000000 
      SISMAX        Mode              -6.728E-12    0.000000    0.000000 
      SISMAX        Mode               1.755E-09    0.000000    0.000000 
      SISMAX        Mode               4.835E-12    0.000000    0.000000 
      SISMAX        Mode              -2.725E-09    0.000000    0.000000 
      SISMAX        Mode               3.442E-10    0.000000    0.000000 
      SISMAX        Mode              -2.547E-12    0.000000    0.000000 
      SISMAX        Mode              -2.244E-09    0.000000    0.000000 
      SISMAX        Mode              -3.011E-13    0.000000    0.000000 
      SISMAX        Mode               2.256E-10    0.000000    0.000000 
      SISMAX        Mode               1.412E-12    0.000000    0.000000 
      SISMAX        Mode              -4.048E-10    0.000000    0.000000 
      SISMAX        Mode               1.868E-12    0.000000    0.000000 
      SISMAX        Mode              -1.100E-11    0.000000    0.000000 
      SISMAX        Mode              -2.304E-10    0.000000    0.000000 
      SISMAX        Mode              -6.040E-10    0.000000    0.000000 
      SISMAX        Mode               1.075E-07    0.000000    0.000000 
      SISMAX        Mode              -8.591E-13    0.000000    0.000000 
      SISMAX        Mode              -7.114E-12    0.000000    0.000000 



 

POTENZIAMENTO DELLA LINEA RHO-ARONA. TRATTA 
RHO-GALLARATE 

QUADRUPLICAMENTO RHO-PARABIAGO E 
RACCORDO Y 

FA06 – Fabbricato Parabiago - Relazione di calcolo - Allegati PROGETTO 

MDL1 

LOTTO 

12 D 26 

CODIFICA 

CL 

DOCUMENTO 

FA0600001 

REV. 

A 

FOGLIO 

796/ 799 

 
      SISMAX        Mode              -2.699E-07    0.000000    0.000000 
      SISMAX        Mode               2.226E-12    0.000000    0.000000 
      SISMAX        Mode              -9.043E-12    0.000000    0.000000 
      SISMAX        Mode              -3.513E-07    0.000000    0.000000 
      SISMAX        Mode               1.080E-10    0.000000    0.000000 
      SISMAX        Mode               1.346E-12    0.000000    0.000000 
      SISMAX        Mode              -4.242E-13    0.000000    0.000000 
      SISMAX        Mode              -1.553E-13    0.000000    0.000000 
      SISMAX        Mode               1.285E-09    0.000000    0.000000 
      SISMAX        Mode               3.389E-07    0.000000    0.000000 
      SISMAX        Mode              -1.369E-10    0.000000    0.000000 
      SISMAX        Mode               4.069E-10    0.000000    0.000000 
      SISMAX        Mode              -1.312E-12    0.000000    0.000000 
      SISMAX        Mode              -2.543E-07    0.000000    0.000000 
      SISMAX        Mode              -1.282E-14    0.000000    0.000000 
      SISMAX        Mode               5.741E-10    0.000000    0.000000 
      SISMAX        Mode              -9.165E-13    0.000000    0.000000 
      SISMAX        Mode              -1.430E-12    0.000000    0.000000 
      SISMAX        Mode               1.737E-11    0.000000    0.000000 
      SISMAX        Mode               1.301E-07    0.000000    0.000000 
      SISMAX        Mode              -1.401E-12    0.000000    0.000000 
      SISMAX        Mode              -6.297E-12    0.000000    0.000000 
      SISMAX        Mode               6.078E-11    0.000000    0.000000 
      SISMAX        Mode              -6.846E-09    0.000000    0.000000 
      SISMAX        Mode              -4.790E-11    0.000000    0.000000 
      SISMAX        Mode               3.684E-12    0.000000    0.000000 
      SISMAX        Mode              -1.537E-13    0.000000    0.000000 
      SISMAX        Mode              -2.356E-12    0.000000    0.000000 
      SISMAX        Mode               1.181E-11    0.000000    0.000000 
      SISMAX        Mode              -2.949E-12    0.000000    0.000000 
      SISMAX        Mode              -1.725E-12    0.000000    0.000000 
      SISMAX        Mode               1.318E-07    0.000000    0.000000 
      SISMAX        Mode              -9.841E-12    0.000000    0.000000 
      SISMAX        Mode               2.449E-12    0.000000    0.000000 
      SISMAX        Mode               2.510E-12    0.000000    0.000000 
      SISMAX        Mode               2.398E-07    0.000000    0.000000 
      SISMAX        Mode              -2.420E-14    0.000000    0.000000 
      SISMAX        Mode               1.618E-11    0.000000    0.000000 
      SISMAX        Mode               3.250E-07    0.000000    0.000000 
      SISMAX        Mode              -2.798E-13    0.000000    0.000000 
      SISMAX        Mode              -3.869E-07    0.000000    0.000000 
      SISMAX        Mode              -2.682E-13    0.000000    0.000000 
      SISMAX        Mode              -4.268E-07    0.000000    0.000000 
      SISMAX        Mode               9.947E-13    0.000000    0.000000 
      SISMAX        Mode               9.430E-11    0.000000    0.000000 
      SISMAX        Mode              -8.696E-13    0.000000    0.000000 
      SISMAX        Mode               4.462E-07    0.000000    0.000000 
      SISMAX        Mode              -1.754E-13    0.000000    0.000000 
      SISMAX        Mode               2.471E-12    0.000000    0.000000 
      SISMAX        Mode               3.824E-13    0.000000    0.000000 
      SISMAX        Mode              -5.125E-13    0.000000    0.000000 
      SISMAX        Mode              -6.225E-13    0.000000    0.000000 
      SISMAX        Mode               4.028E-13    0.000000    0.000000 
      SISMAX        Mode               4.987E-13    0.000000    0.000000 
      SISMAX        Mode               2.701E-12    0.000000    0.000000 
      SISMAX        Mode               5.892E-13    0.000000    0.000000 
      SISMAX        Mode               1.330E-11    0.000000    0.000000 
      SISMAX        Mode              -1.644E-12    0.000000    0.000000 
      SISMAX        Mode               2.020E-12    0.000000    0.000000 
      SISMAX        Mode              -1.293E-12    0.000000    0.000000 
      SISMAX        Mode              -3.086E-13    0.000000    0.000000 
      SISMAX        Mode               1.356E-12    0.000000    0.000000 
      SISMAX        Mode               2.060E-14    0.000000    0.000000 
      SISMAX        Mode              -1.716E-13    0.000000    0.000000 
      SISMAX        Mode              -4.038E-09    0.000000    0.000000 
      SISMAX        Mode               1.443E-13    0.000000    0.000000 
      SISMAX        Mode               2.287E-13    0.000000    0.000000 
      SISMAX        Mode               1.009E-08    0.000000    0.000000 
      SISMAX        Mode               6.374E-12    0.000000    0.000000 
      SISMAX        Mode               2.687E-12    0.000000    0.000000 
      SISMAX        Mode               1.245E-08    0.000000    0.000000 
      SISMAX        Mode              -2.256E-12    0.000000    0.000000 
      SISMAX        Mode              -1.108E-08    0.000000    0.000000 
      SISMAX        Mode              -7.620E-12    0.000000    0.000000 
      SISMAX        Mode              -2.700E-12    0.000000    0.000000 
      SISMAX        Mode               4.297E-12    0.000000    0.000000 
      SISMAX        Mode              -7.437E-09    0.000000    0.000000 
      SISMAX        Mode              -9.182E-13    0.000000    0.000000 
      SISMAX        Mode              -3.297E-09    0.000000    0.000000 
      SISMAX        Mode               1.333E-12    0.000000    0.000000 
      SISMAX        Mode               2.544E-12    0.000000    0.000000 
      SISMAX        Mode               4.861E-12    0.000000    0.000000 
      SISMAX        Mode               1.152E-12    0.000000    0.000000 
      SISMAX        Mode               8.224E-11    0.000000    0.000000 
      SISMAX        Mode              -3.713E-13    0.000000    0.000000 
      SISMAX        Mode              -1.631E-12    0.000000    0.000000 
      SISMAX        Mode               3.690E-13    0.000000    0.000000 
      SISMAX        Mode               7.193E-12    0.000000    0.000000 
      SISMAX        Mode              -2.072E-09    0.000000    0.000000 
      SISMAX        Mode              -2.391E-12    0.000000    0.000000 
      SISMAX        Mode               4.992E-12    0.000000    0.000000 
      SISMAX        Mode              -6.661E-12    0.000000    0.000000 
      SISMAX        Mode               2.717E-09    0.000000    0.000000 
      SISMAX        Mode               3.080E-12    0.000000    0.000000 
      SISMAX        Mode               2.346E-12    0.000000    0.000000 
      SISMAX        Mode              -2.138E-12    0.000000    0.000000 
      SISMAX        Mode              -1.116E-12    0.000000    0.000000 
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      SISMAX        Mode               2.365E-09    0.000000    0.000000 
      SISMAX        Mode               1.095E-12    0.000000    0.000000 
      SISMAX        Mode              -8.985E-13    0.000000    0.000000 
      SISMAX        Mode              -1.499E-09    0.000000    0.000000 
      SISMAX        Mode               1.459E-12    0.000000    0.000000 
      SISMAX        Mode              -1.052E-12    0.000000    0.000000 
      SISMAX        Mode               1.671E-12    0.000000    0.000000 
      SISMAX        Mode               6.128E-10    0.000000    0.000000 
      SISMAX        Mode              -1.644E-12    0.000000    0.000000 
      SISMAX        Mode               8.774E-13    0.000000    0.000000 
      SISMAX        Mode               7.135E-11    0.000000    0.000000 
      SISMAX        Mode              -1.034E-12    0.000000    0.000000 
      SISMAX        Mode              -1.835E-12    0.000000    0.000000 
      SISMAX        Mode              -2.999E-12    0.000000    0.000000 
      SISMAX        Mode              -1.882E-12    0.000000    0.000000 
      SISMAX        Mode              -1.655E-12    0.000000    0.000000 
      SISMAX        Mode              -1.352E-12    0.000000    0.000000 
      SISMAX        Mode               2.501E-13    0.000000    0.000000 
      SISMAX        Mode               2.610E-12    0.000000    0.000000 
      SISMAX        Mode               2.775E-07    0.000000    0.000000 
      SISMAX        Mode              -5.771E-08    0.000000    0.000000 
      SISMAX        Mode              -5.520E-08    0.000000    0.000000 
      SISMAX        Mode               1.200E-08    0.000000    0.000000 
      SISMAX        Mode              -4.915E-08    0.000000    0.000000 
      SISMAX        Mode               1.579E-08    0.000000    0.000000 
      SISMAX        Mode               1.606E-08    0.000000    0.000000 
      SISMAX        Mode               4.355E-08    0.000000    0.000000 
      SISMAX        Mode               1.882E-08    0.000000    0.000000 
      SISMAX        Mode               4.935E-08    0.000000    0.000000 
      SISMAX        Mode              -2.942E-08    0.000000    0.000000 
      SISMAX        Mode              -2.964E-08    0.000000    0.000000 
      SISMAX        Mode              -6.965E-09    0.000000    0.000000 
      SISMAX        Mode               3.153E-08    0.000000    0.000000 
      SISMAY        Mode                0.000000    0.041496    0.000000 
      SISMAY        Mode                0.000000   2.225E-14    0.000000 
      SISMAY        Mode                0.000000    0.008912    0.000000 
      SISMAY        Mode                0.000000   -0.000859    0.000000 
      SISMAY        Mode                0.000000  -9.713E-14    0.000000 
      SISMAY        Mode                0.000000   -0.000173    0.000000 
      SISMAY        Mode                0.000000   -0.000089    0.000000 
      SISMAY        Mode                0.000000   6.565E-12    0.000000 
      SISMAY        Mode                0.000000   8.946E-07    0.000000 
      SISMAY        Mode                0.000000   1.579E-06    0.000000 
      SISMAY        Mode                0.000000   2.690E-12    0.000000 
      SISMAY        Mode                0.000000  -4.407E-07    0.000000 
      SISMAY        Mode                0.000000  -4.522E-07    0.000000 
      SISMAY        Mode                0.000000   4.623E-12    0.000000 
      SISMAY        Mode                0.000000   1.494E-11    0.000000 
      SISMAY        Mode                0.000000  -1.253E-07    0.000000 
      SISMAY        Mode                0.000000  -1.165E-12    0.000000 
      SISMAY        Mode                0.000000  -2.503E-12    0.000000 
      SISMAY        Mode                0.000000   4.884E-12    0.000000 
      SISMAY        Mode                0.000000  -1.107E-07    0.000000 
      SISMAY        Mode                0.000000   1.950E-11    0.000000 
      SISMAY        Mode                0.000000   2.643E-12    0.000000 
      SISMAY        Mode                0.000000  -1.656E-08    0.000000 
      SISMAY        Mode                0.000000   3.892E-09    0.000000 
      SISMAY        Mode                0.000000   5.152E-12    0.000000 
      SISMAY        Mode                0.000000   2.772E-09    0.000000 
      SISMAY        Mode                0.000000  -2.990E-13    0.000000 
      SISMAY        Mode                0.000000   4.107E-12    0.000000 
      SISMAY        Mode                0.000000  -5.871E-13    0.000000 
      SISMAY        Mode                0.000000  -1.511E-08    0.000000 
      SISMAY        Mode                0.000000   7.291E-13    0.000000 
      SISMAY        Mode                0.000000  -6.862E-09    0.000000 
      SISMAY        Mode                0.000000   5.193E-08    0.000000 
      SISMAY        Mode                0.000000   4.593E-14    0.000000 
      SISMAY        Mode                0.000000   2.136E-08    0.000000 
      SISMAY        Mode                0.000000   6.686E-12    0.000000 
      SISMAY        Mode                0.000000   3.423E-08    0.000000 
      SISMAY        Mode                0.000000   1.106E-09    0.000000 
      SISMAY        Mode                0.000000  -7.751E-12    0.000000 
      SISMAY        Mode                0.000000   1.376E-11    0.000000 
      SISMAY        Mode                0.000000  -8.305E-12    0.000000 
      SISMAY        Mode                0.000000  -5.896E-09    0.000000 
      SISMAY        Mode                0.000000   1.965E-12    0.000000 
      SISMAY        Mode                0.000000   1.167E-08    0.000000 
      SISMAY        Mode                0.000000   1.263E-12    0.000000 
      SISMAY        Mode                0.000000   2.071E-09    0.000000 
      SISMAY        Mode                0.000000  -9.952E-12    0.000000 
      SISMAY        Mode                0.000000   1.469E-09    0.000000 
      SISMAY        Mode                0.000000   4.246E-10    0.000000 
      SISMAY        Mode                0.000000   1.511E-12    0.000000 
      SISMAY        Mode                0.000000  -3.560E-12    0.000000 
      SISMAY        Mode                0.000000   1.180E-09    0.000000 
      SISMAY        Mode                0.000000  -7.779E-10    0.000000 
      SISMAY        Mode                0.000000   1.949E-12    0.000000 
      SISMAY        Mode                0.000000   1.066E-09    0.000000 
      SISMAY        Mode                0.000000  -2.192E-12    0.000000 
      SISMAY        Mode                0.000000  -5.147E-14    0.000000 
      SISMAY        Mode                0.000000   1.388E-09    0.000000 
      SISMAY        Mode                0.000000  -4.625E-12    0.000000 
      SISMAY        Mode                0.000000   5.529E-10    0.000000 
      SISMAY        Mode                0.000000  -2.836E-12    0.000000 
      SISMAY        Mode                0.000000   7.732E-12    0.000000 
      SISMAY        Mode                0.000000   1.824E-11    0.000000 
      SISMAY        Mode                0.000000   4.679E-12    0.000000 
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      SISMAY        Mode                0.000000  -3.657E-10    0.000000 
      SISMAY        Mode                0.000000   8.297E-12    0.000000 
      SISMAY        Mode                0.000000   4.474E-12    0.000000 
      SISMAY        Mode                0.000000  -2.112E-13    0.000000 
      SISMAY        Mode                0.000000  -5.474E-07    0.000000 
      SISMAY        Mode                0.000000   1.357E-07    0.000000 
      SISMAY        Mode                0.000000  -8.061E-12    0.000000 
      SISMAY        Mode                0.000000  -2.013E-10    0.000000 
      SISMAY        Mode                0.000000  -5.261E-07    0.000000 
      SISMAY        Mode                0.000000  -8.517E-12    0.000000 
      SISMAY        Mode                0.000000  -5.026E-12    0.000000 
      SISMAY        Mode                0.000000   3.343E-07    0.000000 
      SISMAY        Mode                0.000000  -5.356E-11    0.000000 
      SISMAY        Mode                0.000000   2.346E-09    0.000000 
      SISMAY        Mode                0.000000   3.485E-12    0.000000 
      SISMAY        Mode                0.000000  -7.899E-12    0.000000 
      SISMAY        Mode                0.000000   2.189E-12    0.000000 
      SISMAY        Mode                0.000000  -8.713E-13    0.000000 
      SISMAY        Mode                0.000000  -1.820E-07    0.000000 
      SISMAY        Mode                0.000000  -2.604E-11    0.000000 
      SISMAY        Mode                0.000000  -4.571E-10    0.000000 
      SISMAY        Mode                0.000000  -4.751E-12    0.000000 
      SISMAY        Mode                0.000000   2.278E-11    0.000000 
      SISMAY        Mode                0.000000   5.209E-07    0.000000 
      SISMAY        Mode                0.000000   5.920E-12    0.000000 
      SISMAY        Mode                0.000000  -2.131E-11    0.000000 
      SISMAY        Mode                0.000000   3.927E-11    0.000000 
      SISMAY        Mode                0.000000   4.287E-08    0.000000 
      SISMAY        Mode                0.000000  -8.826E-12    0.000000 
      SISMAY        Mode                0.000000  -4.220E-13    0.000000 
      SISMAY        Mode                0.000000   5.163E-13    0.000000 
      SISMAY        Mode                0.000000   2.460E-11    0.000000 
      SISMAY        Mode                0.000000   2.156E-10    0.000000 
      SISMAY        Mode                0.000000  -5.360E-07    0.000000 
      SISMAY        Mode                0.000000   3.943E-12    0.000000 
      SISMAY        Mode                0.000000   1.009E-12    0.000000 
      SISMAY        Mode                0.000000  -2.252E-11    0.000000 
      SISMAY        Mode                0.000000  -4.299E-13    0.000000 
      SISMAY        Mode                0.000000   2.715E-13    0.000000 
      SISMAY        Mode                0.000000  -3.692E-12    0.000000 
      SISMAY        Mode                0.000000  -8.071E-08    0.000000 
      SISMAY        Mode                0.000000   2.311E-13    0.000000 
      SISMAY        Mode                0.000000   4.080E-07    0.000000 
      SISMAY        Mode                0.000000   2.916E-13    0.000000 
      SISMAY        Mode                0.000000   1.856E-12    0.000000 
      SISMAY        Mode                0.000000  -4.117E-07    0.000000 
      SISMAY        Mode                0.000000  -3.983E-13    0.000000 
      SISMAY        Mode                0.000000  -2.096E-07    0.000000 
      SISMAY        Mode                0.000000  -8.786E-13    0.000000 
      SISMAY        Mode                0.000000  -8.165E-10    0.000000 
      SISMAY        Mode                0.000000  -5.473E-13    0.000000 
      SISMAY        Mode                0.000000   1.784E-06    0.000000 
      SISMAY        Mode                0.000000  -1.537E-12    0.000000 
      SISMAY        Mode                0.000000   5.422E-12    0.000000 
      SISMAY        Mode                0.000000   4.084E-13    0.000000 
      SISMAY        Mode                0.000000   2.158E-11    0.000000 
      SISMAY        Mode                0.000000   1.071E-12    0.000000 
      SISMAY        Mode                0.000000   4.469E-13    0.000000 
      SISMAY        Mode                0.000000  -8.505E-13    0.000000 
      SISMAY        Mode                0.000000  -1.288E-12    0.000000 
      SISMAY        Mode                0.000000  -2.253E-12    0.000000 
      SISMAY        Mode                0.000000  -6.794E-12    0.000000 
      SISMAY        Mode                0.000000  -8.361E-14    0.000000 
      SISMAY        Mode                0.000000   2.367E-13    0.000000 
      SISMAY        Mode                0.000000  -6.727E-13    0.000000 
      SISMAY        Mode                0.000000  -3.102E-13    0.000000 
      SISMAY        Mode                0.000000  -4.014E-13    0.000000 
      SISMAY        Mode                0.000000   4.010E-13    0.000000 
      SISMAY        Mode                0.000000   3.075E-14    0.000000 
      SISMAY        Mode                0.000000   3.319E-13    0.000000 
      SISMAY        Mode                0.000000   2.359E-13    0.000000 
      SISMAY        Mode                0.000000  -7.276E-09    0.000000 
      SISMAY        Mode                0.000000  -2.692E-08    0.000000 
      SISMAY        Mode                0.000000   2.582E-13    0.000000 
      SISMAY        Mode                0.000000   1.402E-12    0.000000 
      SISMAY        Mode                0.000000  -7.212E-09    0.000000 
      SISMAY        Mode                0.000000  -1.697E-13    0.000000 
      SISMAY        Mode                0.000000   1.263E-08    0.000000 
      SISMAY        Mode                0.000000  -1.399E-12    0.000000 
      SISMAY        Mode                0.000000   1.365E-08    0.000000 
      SISMAY        Mode                0.000000  -9.610E-13    0.000000 
      SISMAY        Mode                0.000000   9.244E-13    0.000000 
      SISMAY        Mode                0.000000   7.172E-14    0.000000 
      SISMAY        Mode                0.000000  -1.654E-09    0.000000 
      SISMAY        Mode                0.000000   8.131E-13    0.000000 
      SISMAY        Mode                0.000000   7.358E-13    0.000000 
      SISMAY        Mode                0.000000   1.252E-08    0.000000 
      SISMAY        Mode                0.000000   1.220E-12    0.000000 
      SISMAY        Mode                0.000000   7.591E-13    0.000000 
      SISMAY        Mode                0.000000   2.198E-13    0.000000 
      SISMAY        Mode                0.000000  -6.026E-13    0.000000 
      SISMAY        Mode                0.000000  -1.993E-13    0.000000 
      SISMAY        Mode                0.000000  -1.737E-13    0.000000 
      SISMAY        Mode                0.000000  -5.562E-10    0.000000 
      SISMAY        Mode                0.000000  -4.403E-13    0.000000 
      SISMAY        Mode                0.000000   5.144E-13    0.000000 
      SISMAY        Mode                0.000000  -6.585E-09    0.000000 
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      SISMAY        Mode                0.000000  -1.060E-12    0.000000 
      SISMAY        Mode                0.000000  -2.662E-13    0.000000 
      SISMAY        Mode                0.000000   2.426E-12    0.000000 
      SISMAY        Mode                0.000000   3.985E-13    0.000000 
      SISMAY        Mode                0.000000  -1.842E-09    0.000000 
      SISMAY        Mode                0.000000   2.391E-13    0.000000 
      SISMAY        Mode                0.000000   1.260E-12    0.000000 
      SISMAY        Mode                0.000000  -7.073E-13    0.000000 
      SISMAY        Mode                0.000000  -1.709E-09    0.000000 
      SISMAY        Mode                0.000000  -2.200E-12    0.000000 
      SISMAY        Mode                0.000000   1.964E-09    0.000000 
      SISMAY        Mode                0.000000   6.939E-13    0.000000 
      SISMAY        Mode                0.000000  -2.152E-13    0.000000 
      SISMAY        Mode                0.000000   5.395E-13    0.000000 
      SISMAY        Mode                0.000000   6.982E-11    0.000000 
      SISMAY        Mode                0.000000  -1.024E-12    0.000000 
      SISMAY        Mode                0.000000   4.225E-13    0.000000 
      SISMAY        Mode                0.000000   6.251E-13    0.000000 
      SISMAY        Mode                0.000000   1.441E-12    0.000000 
      SISMAY        Mode                0.000000   1.009E-12    0.000000 
      SISMAY        Mode                0.000000   1.548E-12    0.000000 
      SISMAY        Mode                0.000000   1.999E-12    0.000000 
      SISMAY        Mode                0.000000   1.278E-12    0.000000 
      SISMAY        Mode                0.000000  -8.773E-13    0.000000 
      SISMAY        Mode                0.000000  -1.245E-12    0.000000 
      SISMAY        Mode                0.000000   5.767E-08    0.000000 
      SISMAY        Mode                0.000000   2.233E-08    0.000000 
      SISMAY        Mode                0.000000   5.081E-08    0.000000 
      SISMAY        Mode                0.000000  -1.002E-08    0.000000 
      SISMAY        Mode                0.000000   3.433E-08    0.000000 
      SISMAY        Mode                0.000000  -2.269E-08    0.000000 
      SISMAY        Mode                0.000000  -4.810E-09    0.000000 
      SISMAY        Mode                0.000000  -3.316E-08    0.000000 
      SISMAY        Mode                0.000000  -2.374E-08    0.000000 
      SISMAY        Mode                0.000000  -3.722E-08    0.000000 
      SISMAY        Mode                0.000000   2.185E-08    0.000000 
      SISMAY        Mode                0.000000   2.481E-08    0.000000 
      SISMAY        Mode                0.000000   1.337E-08    0.000000 
      SISMAY        Mode                0.000000  -3.200E-08    0.000000 
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